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CANT.

PROVIDE METAL ROOF PER PREFABRICATED METAL BUILDING STANDARDS.

PROVIDE FALL PROTECTION ANCHOR SYSTEM PER DETAIL A3/A301.

PROVIDE STEEL BOLLARDS PER DETAIL B1/A101.

PROVIDE CONCRETE SPLASH BLOCKS.

GRAPHIC SCALES

CODE ID. NO. 80091 SIZE D

SCALE:

MAXIMO NO.

STA. PRQOJ. NO.

WORK ORDER NO.

CONSTR. CONTR. NO.

NAVFAC DRAWING NO.

SHEET OF

Al101

4

DRAWFORM REVISION: 01 MAY 2006




4

NORTH ELEVATION
SCALE: 1/8"=1"-0" C 1

A201

e 10

TOP OF CONC G

1 470"

| FLOOR LEVEL 5

\@ 0'-0"

nilt

/
[T 11
1T
/

I

—
Il

|

“__\@ 4'-0"

SOUTH ELEVATION

SCALE: 1/8"=1'-0" A201 1

——FLOOR LEVEL
J\Q@ Ol _ Oll

_~ PEAK OF ROOF

© 9
{

Lt 36' _ 2"

H—0

O

TOP OF CONC
- 4|__ 0“ G

EAST ELEVATION

8 / i\@ 0'-0"

SCALE: 1/8"=1"-0"

OO

A201

" FLOOR o

C3

GENERAL NOTES:
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REFER TO SHEET A101 FOR GENERAL NOTES.

PEAK OF ROOF ELEVATIONS SHOWN ARE APPROXIMATE. SEE

BUILDING SECTION ON SHEET A-301 FOR REQUIRED
CLEARANCES.
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PROVIDE 4' HEIGHT CONCRETE WAINSCOT.

PROVIDE CONCRETE SLAB AND FOOTING, SEE STRUCTURAL
DRAWINGS.

PROVIDE METAL WALL PANELS PER PREFABRICATED METAL
BUILDING STANDARDS.

PROVIDE METAL ROOF PER PREFABRICATED METAL
BUILDING STANDARDS.

PROVIDE HOLLOW METAL DOORS, FRAME, AND HARDWARE
COMPLETE. SEE SCHEDULE SHEET A-101.

PROVIDE COILING DOOR AND FRAME COMPLETE, SEE
SCHEDULE SHEET A-101.

PROVIDE GUTTER AND DOWNSPOUT.

PROVIDE EXHAUST FAN. SEE MECHANICAL DRAWINGS.
PROVIDE LOUVER. SEE MECHANICAL DRAWINGS.
PROVIDE LADDER AND CAGE PER DETAILS.

PROVIDE GUARD RAIL PER DETAILS.

PROVIDE ROOF FALL ANCHOR PER DETAIL A3/A301.

PROVIDE CONCRETE SPLASH BLOCKS.
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SHEET KEY NOTES: ®

11.

12.

13.

14,

15.

16.

17.

PROVIDE 4' HEIGHT CONCRETE WAINSCOT.

PROVIDE CONCRETE SLAB AND FOOTING, SEE
STRUCTURAL DRAWINGS.

PROVIDE INSULATED METAL WALL PANELS PER
PREFABRICATED METAL BUILDING STANDARDS. (R-19
INSULATION)

PROVIDE METAL ROOF PER PREFABRICATED METAL
BUILDING STANDARDS.

PROVIDE HOLLOW METAL DOORS, FRAME, AND
HARDWARE COMPLETE. SEE SCHEDULE SHEET A-101.
PROVIDE COILING DOOR AND FRAME COMPLETE, SEE
SCHEDULE SHEET A-101.

PROVIDE GUTTER AND DOWNSPOUT.

STEEL STRUCTURE BY PREFABRICATED METAL
BUILDING MANUFACTURER.

PROVIDE WALL LINER PANELS. (TYP)
PROVIDE R-30 BATT INSULATION AT ROOF.

PROVIDE LOUVER AS SCHEDULED. SEE MECHANICAL
DRAWINGS.

PROVIDE DUCT WORK AS SCHEDULED. SEE
MECHANICAL DRAWINGS.

EXISTING ELECTRICAL DUCT BANK. SEE CIVIL
DRAWINGS AND STRUCTURAL DRAWINGS FOR
DETAILS.

PROVIDE ROOF FALL ANCHOR PER DETAIL A3.
EXISTING PIPE. SEE CIVIL DRAWINGS.
PROVIDE 2" RIGID PERIMETER INSULATION

PROVIDE 6 MIL. VAPOR BARRIER, CONTINUOUS
UNDER SLAB.

A301

18. PROVIDE 4" GRAVEL FILL MINIMUM.

19. BUILDING STRUCTURE SHALL BE DESIGNED FOR AND
INCLUDE CRANE RAILS FOR FUTURE 10 TON BRIDGE
CRANE. RAILS SHALL BE LOCATED 25 FEET ABOVE
FINISHED FLOOR. RAILS AND SUPPORTING
STRUCTURE SHALL BE DESIGNED, INSTALLED, AND
ALIGNED IN ACCORDANCE WITH CMAA #70. A RAIL
SURVEY SHALL BE PERFORMED TO VERIFY THE RAILS
ARE ALIGNED IN ACCORDANCE WITH CMAA (CRANE
MANUFACTURERS ASSOCIATION OF AMERICA)
70-2010. THE CONTRACTOR SHALL SUBMIT THE RAIL
ALIGNMENT TO THE GOVERNMENT

20. PROVIDE METAL LADDER AND SAFETY CAGE PER
DETAIL B4.

21. PROVIDE GUARD RAIL PER DETAIL B5.

22. BRIDGE CRANE IS NOT IN CONTRACT AND WILL BE
PROCURED SEPARATELY.

23. LIGHT FIXTURE. SEE ELECTRICAL.

24. PROVIDE WATER PROOFING MEMBRANE AND
PROTECTION BOARD.

GENERAL NOTES:

1. REFER TO SHEET A101 FOR GENERAL NOTES.

2. SECTION SHOWS GENERIC LAYOUT FOR STRUCTURAL STEEL.
COORDINATE WITH PRE-ENGINEERED METAL BUILDING
FABRICATOR.
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REFLECTED CEILING PLAN 1

SCALE: 1/4"=1-0"

GENERAL NOTES:

1. SEE SHEET A101 FOR MORE GENERAL NOTES.

2. ROOF STRUCTURE SHOWN MAY VARY PENDING
MANUFACTURER'S DETAIL.
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