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Funding Activity Emergency Calls Urgent Calls Routine Calls Total

CNIC 1,192                          780                               843                               2,815                 

Defense Health 2,333                          2,859                            3,018                            8,210                 

JTF 43                               37                                 39                                  119                    

NICoE 2                                  12                                 23                                  37                       

WWTU 343                             27                                 157                               527                    

NAVFAC -                              2                                   10                                  12                       
11,720               
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Order

Description Sub Work Type Location Priority Failure Class

B2NKBR LADIES ROOM DIRECTLY ACROSS FROM THE MAIN E.R IS 
CLOGGED AND OVERFLOWING B-9A -AH

EMERGENCY 12/11/12 NNMC-000 1 PLUMBING

B2LR6T PLUM - SHOWER DRAIN TOP HAS POP OFF NEEDS TO BE 
SECURED B-62 RM-616E -WWP

EMERGENCY 10/25/12 NNMC-000 1 PLUMBING

B2M4RM SINK CLOGGED IN BATHROOM B B-62 RM-B202 -WWP EMERGENCY 11/11/12 NNMC-000 1 PLUMBING

B2JZFB LIGHT BULBS OUT. B-81T EMERGENCY 6/8/12 NNMC-000 1 ELECTRICAL
B2M2VX SENSOR LIGHT OUT IN BATHROOM A B-62 RM-106W -

WWP
EMERGENCY 11/6/12 NNMC-000 1 ELECTRICAL

B2M2YC LIGHT ABOVE STOVE IS OUT AND LIGHT IN GUESS BED 
ROOM IS OUT B-62 RM-404E -WWP

EMERGENCY 11/6/12 NNMC-000 1 ELECTRICAL

B2M3XP WARRIOR CAFE LIGHT FIXTURE NOT WORKING B-62 RM-
CAFE -WWP

EMERGENCY 11/8/12 NNMC-000 1 ELECTRICAL

B2M3RR BATHROOM SENSOR LIGHT IS OUT ( SEE CUSTOMER FOR 
WHICH BATHROOM ) B-62 RM-604E -WWP

EMERGENCY 11/7/12 NNMC-000 1 ELECTRICAL

B2M3X7 BATHROOM A SENSOR LIGHT IS OUT- SHOWER SEAL IS 
LEAKING - CABINET DOOR KEEPS FALLING OUT OF PLACE 
B-62 RM-203E -WWP

EMERGENCY 11/8/12 NNMC-000 1 ELECTRICAL

B2M4RK ELEC - IN BATHROOM B THE SENSOR LIGHT IS OUT - 
CEILING NEEDS TO BE REPAINTED IN THE KITCHEN AREA 
AND LAUNDRY DOOR WILL NOT CLOSE B-50 RM-303 -
WWP

EMERGENCY 11/9/12 NNMC-000 1 ELECTRICAL

B2M4RN SENSOR LIGHT IN BEDROOM B ISNT WORKING B-62 RM-
604E -WWP

EMERGENCY 11/12/12 NNMC-000 1 ELECTRICAL

B2MNL8 SENSOR LIGHT IN BATHROOM B ISNT WORKING B-62 
RM-604E -WWP

EMERGENCY 11/16/12 NNMC-000 1 ELECTRICAL

B2MPGB BATHROOM A SENSOR LIGHT IS OUT B-62 RM-B304E -
WWP

EMERGENCY 11/16/12 NNMC-000 1 ELECTRICAL

B2LR5C ICE MACHINE IS LEAKING B-62 RM-LOBBY -WWP EMERGENCY 10/25/12 NNMC-000 1 PLUMBING
B2LXGP TOILET LOCATED  IN TEMP NAVY EXCHANGE DOES NOT 

WORK B-81T NAVY EXCHANGE -AH
EMERGENCY 11/5/12 NNMC-000 1 PLUMBING

B2LR2L ELEC - NO POWER BLDG 81T -AH EMERGENCY 10/26/12 NNMC-000 1 ELECTRICAL
B2NRRH CEILING LEAK LEADING TO BLOWN LIGHT FIXTURES - 

BLDG 82, MENS DEPT
EMERGENCY 12/21/12 NNMC-000 4 STRUCTURAL

B2LZN6 MOTION SENSOR LIGHT IN BEDROOM A ISNT WORKING 
B-62 RM-203E -WWP

EMERGENCY 11/5/12 NNMC-000 1 ELECTRICAL

B2LZN9 MEDITATION ROOM TOO HOT B-62 MEDIATION ROOM -
WWP

EMERGENCY 11/5/12 NNMC-000 1 HVAC

B2LZL7 SCREEN IN ROOM "B" IS BENT AND ALLOWING COLD AIR 
INTO THE ROOM B-62 RM-205E -WWP

EMERGENCY 11/5/12 NNMC-000 1 HVAC

B2LR2M VENTILATION TO FLOORS IS SHUT OFF IN PATIENT CARE 
AREAS B-1 -AH

EMERGENCY 10/25/12 NNMC-000 1 HVAC

B2LR5G HOT CALL B-62 RM-N/A -WWP EMERGENCY 10/25/12 NNMC-000 1 HVAC
B2LR6W HVAC - THE WHOLE 2ND FLR IS TOO HOT B-62 -WWP

EMERGENCY 10/25/12 NNMC-000 1 HVAC

B2LT7S COLD CALL - FISHER HOUSE 65 - WHOLE BLDG EMERGENCY 10/31/12 NNMC-000 4 HVAC
B2LT5Z COLD CALL B-4/6 WHOLE 4TH FLOOR EMERGENCY 10/31/12 NNMC-000 1 HVAC
B2LXLR TOO COLD. B-9A RM-4107 -AH EMERGENCY 11/3/12 NNMC-000 1 HVAC
B2LXLV TOO COLD. B-9A RM-4170 -AH EMERGENCY 11/3/12 NNMC-000 1 HVAC
B2M3T4 COLDER DURING THE NIGHT TIME B-62 RM-605E -WWP

EMERGENCY 11/7/12 NNMC-000 1 HVAC

B2M3T6 HOTTER DURING THE DAY B-62 RM-613E -WWP EMERGENCY 11/7/12 NNMC-000 1 HVAC
B2M3XD HVAC - TOO COLD B-62 RM-3019 -WWP EMERGENCY 11/8/12 NNMC-000 1 HVAC
B2M595 COLD CALL B-9A RM-4137 & 4145 EMERGENCY 11/15/12 NNMC-000 1 HVAC

Reported 
Date
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B2M4FV NO A/C IN THE NEW NEX B-82 -AH EMERGENCY 11/13/12 NNMC-000 1 HVAC
B2MNWX TOO COLD B-9A RM-4143 -AH

EMERGENCY 11/15/12 NNMC-000 1 HVAC

B2N8N7 ROOM IS TOO COLD B-9A RM-4179 -AH EMERGENCY 12/5/12 NNMC-000 1 HVAC
B2N8HW ROOM TOO COLD B-9A RM-4097 -AH EMERGENCY 11/28/12 NNMC-000 1 HVAC
B2N92G TOO COLD. B-9A RM-4121 -AH EMERGENCY 12/1/12 NNMC-000 1 HVAC
B2N92J TOO HOT. B-9A RM-3422 -AH EMERGENCY 12/2/12 NNMC-000 1 HVAC
B2N95R TOO HOT, NNMC-9A, RM 3203 EMERGENCY 12/3/12 NNMC-000 4 HVAC
B2NGSF HEAT IS NOT WORKING IN BATHROOM OR BOOTH EMERGENCY 12/6/12 NNMC-000 4 HVAC
B2NH9V ROOM IS TOO COLD B-9A RM-4169 EMERGENCY 12/9/12 NNMC-000 1 HVAC
B2NKVN SOUTHGATE HEATER IS INOPERABLE -AH EMERGENCY 12/14/12 NNMC-000 1 HVAC
B2NLZ9 CLINIC TOO HOT - EQUIPMENT SAFETY - BLDG 9A, 

NUCLEAR MEDICINE
EMERGENCY 12/17/12 NNMC-000 4 HVAC

B265ZD HVAC - WAY TOO HOT - BLDG 17B, RM 4021 EMERGENCY 1/6/12 NNMC-000 4 HVAC
B26GCB GENM - ICE MACHINE BACKUP EMERGENCY 1/5/12 NNMC-000 4 REPAIR
B26GGR HVAC - TOO COLD IN PATIENT ROOM - BLDG 9A, RM 

4071
EMERGENCY 1/9/12 NNMC-000 2 HVAC

B26GCG HVAC - HOT NETWORK CLOSET EMERGENCY 1/5/12 NNMC-000 4 HVAC
B26G9F GENM - DISHWASHING MACHINE IS OVERFLOWING

EMERGENCY 1/5/12 NNMC-000 4 REPAIR

B26G8C LIGHT OUT IN MENS BATHROOM EMERGENCY 1/5/12 NNMC-000 4 ELECTRICAL
B27FF2 ELEC - LOSS OF POWER - BLDG 17, OUTSIDE 2235 EMERGENCY 1/19/12 NNMC-000 4 ELECTRICAL
B27FLH HVAC-DECTRON A/C UNIT EMERGENCY 1/19/12 NNMC-000 4 HVAC
B27HT8 ELEC - POWER OUTAGE - BLDG 17, RM 1B EMERGENCY 1/24/12 NNMC-000 4 ELECTRICAL
B27JR2 PLUM - TOILET OVERFLOWING - BLDG 19, RM1305 EMERGENCY 1/25/12 NNMC-000 4 PLUMBING
B27NLX ELEC - DOOR ALARM SOUNDING - B67, FRONT DOOR

EMERGENCY 1/30/12 NNMC-000 4 ELECTRICAL

B27XPM HVAC - INADEQUATE PRESSURE - BLDG BLDG 9A, RMS 
1230, 1232, 1236

EMERGENCY 2/3/12 NNMC-000 4 HVAC

B28FLV ELEC - POWER OUTAGE - BLDG 17B, RMS 3291, 3273
EMERGENCY 2/13/12 NNMC-000 4 ELECTRICAL

B28RD7 PLUM - NO WATER - BLDG 9A, MED ICU EMERGENCY 2/23/12 NNMC-000 4 PLUMBING
B28RRR PLUM - NO TOILETS FLUSHING - BLDG 17, 4TH FLOOR

EMERGENCY 2/23/12 NNMC-000 4 PLUMBING

B293HS FIRE - WOOD FIRE DOOR - BLDG 9A, DOOR 1300 EMERGENCY 2/27/12 NNMC-000 4 ELECTRICAL
B29B5X ELEC - POWER LOSS - BLDG 17A, RM 3167, 3168 EMERGENCY 2/29/12 NNMC-000 4 ELECTRICAL
B29CM6 ELEC - LIGHT OUT - BLDG 65, ROOM 108 EMERGENCY 3/1/12 NNMC-000 4 ELECTRICAL
B29K5Z ELEC - REPLACE LIGHTBULBS - BLDG 17 EMERGENCY 3/5/12 NNMC-000 4 ELECTRICAL
B29P7Z HVAC? - LOUD NOISE - BLDG 19, RM 6314 EMERGENCY 3/9/12 NNMC-000 4 HVAC
B29XJL PEST - MICE EMERGENCY 3/16/12 NNMC-000 4 PEST CONTROL
B29XK7 LOCKS - RECODE CIPHER LOCK - BLDG 10A, FRONT 

ENTRY
EMERGENCY 3/16/12 NNMC-000 4 LOCKS

B29ZXZ LOCK - LOCK NOT WORKING - BLDG 17, SUITE 2D, RM 
2203

EMERGENCY 3/20/12 NNMC-000 4 LOCKS

B29ZF6 ELCON-ELEVATOR MALFUNCTION EMERGENCY 3/19/12 NNMC-000 4 CONVEYING
B29ZZX HVAC - NEGATIVE PRESSURE ROOM - BLDG 19, RM 3521

EMERGENCY 3/20/12 NNMC-000 4 HVAC

B2BDN7 ELEC-REPLACE 2 BULBS ON HEATING LAMP EMERGENCY 3/16/12 NNMC-000 4 ELECTRICAL
B2BDN8 ELEC-BULBS OUT IN ELEVATOR EMERGENCY 3/16/12 NNMC-000 4 ELECTRICAL
B2BDNC HVAC-TOO WARM EMERGENCY 3/16/12 NNMC-000 4 HVAC



J-1502000-05 Historical Service Orders FY12
CNIC

4 of 322

Work 
Order

Description Sub Work Type Location Priority Failure Class
Reported 

Date

B2BDND PLUM-BATHROOM A: SHOWER HEAD HOLES IS LEAKING, 
3 BOLTS MISSING FROM SHOWER SEAT. BATHROOM B: 
1 BOLT MISSING FROM SHOWER SEAT, SHOWER HEAD 
LEAKING, RUB

EMERGENCY 3/16/12 NNMC-000 4 PLUMBING

B2BDNF ELEC-SENSOR LIGHTS IN BOTH BATHROOMS A AND B 
ARE NOT WORKING PROPERLY. REPAIR

EMERGENCY 3/16/12 NNMC-000 4 ELECTRICAL

B2BDNJ PLUM-SHOWER HEAD KEEPS FALLING, REPAIR EMERGENCY 3/16/12 NNMC-000 4 PLUMBING
B2BJ8F PLUM-TOILET BACKED UP IN FEMALE LOCKER ROOM. 

BLDG 9, ROOM 216
EMERGENCY 4/9/12 NNMC-000 4 PLUMBING

B2BLFB ELEC - DOOR ALARMS SOUNDING - BLDG 98 (89?), 
ENTIRE BLDG

EMERGENCY 4/17/12 NNMC-000 4 ELECTRICAL

B2BHV3 LOCK - DOOR WON'T SHUT/LOCK - BLDG 67, RM 202
EMERGENCY 4/10/12 NNMC-000 4 LOCKS

B2BPSC HVAC - VERY COLD IN PATIENT ROOM - BLDG 9A, RM 
4165

EMERGENCY 4/25/12 NNMC-000 4 HVAC

B2BPN4 plum-fountain leaking EMERGENCY 4/25/12 NNMC-000 4 PLUMBING
B2BPN8 plum-no water flow EMERGENCY 4/25/12 NNMC-000 4 PLUMBING
B2BPSK PLUM - TOILET FLUSHING NON STOP - BLDG 17, MENS 

LOCKER ROOM
EMERGENCY 4/25/12 NNMC-000 4 PLUMBING

B2BPCH ELEC - POWER OUT TO COMPUTERS - BLDG 19, RM B041
EMERGENCY 4/25/12 NNMC-000 4 ELECTRICAL

B2BVL2 ELEC - OUTLET SHORTING - BLDG 9A, RM 2422 EMERGENCY 5/2/12 NNMC-000 4 ELECTRICAL
B2CCT7 PLUM-Sink in kitchen is broken. BLDG 62 EMERGENCY 5/4/12 NNMC-000 2 PLUMBING
B2CCTF PLUM-Shower hose leaking. BLDG 62 EMERGENCY 5/6/12 NNMC-000 2 PLUMBING
B2CCTK ELEC-Change burned out light office. BLDG 62 EMERGENCY 5/9/12 NNMC-000 2 ELECTRICAL
B2CCTY GENM-Bed is missing screws. BLDG 62 EMERGENCY 5/9/12 NNMC-000 2 REPAIR
B2CCV7 PLUM-Shower hose is busted. BLDG 62 EMERGENCY 5/9/12 NNMC-000 2 PLUMBING
B2CCVM PLUM- Shower hose leaking. BLDG 62 EMERGENCY 5/9/12 NNMC-000 2 PLUMBING
B2CCVZ PLUM- Garbage diposal not working. BLDG 62 EMERGENCY 5/9/12 NNMC-000 2 PLUMBING
B2CCW3 PLUM- Replace shower head. BLDG 62 EMERGENCY 5/8/12 NNMC-000 2 PLUMBING
B2CCW6 PLUM- Shower seal leaking. BLDG 62 EMERGENCY 5/8/12 NNMC-000 2 PLUMBING
B2CCWD ELEC-Light bulbs need changing in room. BLDG 62 EMERGENCY 5/8/12 NNMC-000 2 ELECTRICAL
B2CCWN HVAC- Too hot.BLDG 62 EMERGENCY 5/9/12 NNMC-000 2 HVAC
B2CCWZ PLUM-Shower hose is broken BLDG 62 EMERGENCY 5/3/12 NNMC-000 2 PLUMBING
B2CCY9 PLUM- Shower seal needs to be re-caulked. BLDG 62

EMERGENCY 5/14/12 NNMC-000 2 PLUMBING

B2CCYX HVAC- Too hot in WW room.. BLDG 62 EMERGENCY 5/14/12 NNMC-000 2 HVAC
B2CCZ3 HVAC- Too hot in office. BLDG 62 EMERGENCY 5/14/12 NNMC-000 2 HVAC
B2CCZ9 PLUM- Sewage alarm is going off. BLDG 62 EMERGENCY 5/14/12 NNMC-000 2 PLUMBING
B2CCZL GENM- Safe is not working. BLDG 62 EMERGENCY 5/14/12 NNMC-000 2 REPAIR
B2CCZS PLUM- Showerhead  in room "A" is loose and not staying 

up. BLDG 62
EMERGENCY 5/14/12 NNMC-000 2 PLUMBING

B2CCZV PLUM- Linning in the dishwasher on the right side is 
popping out.BLDG 62

EMERGENCY 5/14/12 NNMC-000 2 PLUMBING

B2CCM8 HVAC - REPLACE THERMOSTAT COVER, BLDG 66 EMERGENCY 4/19/12 NNMC-000 2 HVAC
B2CLP7 GENM-KICK PLATE ON SALAD BAR FALLING OFF, BLDG 

62
EMERGENCY 5/15/12 NNMC-000 4 REPAIR

B2CLL3 HVAC-HOT TEMP IN EMERGENCY ROOM, BLDG 9A EMERGENCY 5/30/12 NNMC-000 2 HVAC
B2CLL6 HVAC-HOT TEMP, BLDG 9A EMERGENCY 5/30/12 NNMC-000 2 HVAC
B2CWDM PLUM-Bldg. 62, Rm. 216W. Shower hose burst.

EMERGENCY 6/15/12 NNMC-000 4 PLUMBING

B2CWDX HVAC-Bldg. 61, Rm. 407. Room is too hot. EMERGENCY 6/15/12 NNMC-000 4
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B2CYZC PLUM-Bldg. 62, Rm. 213. No hot water. EMERGENCY 6/21/12 NNMC-000 4 PLUMBING
B2CYZS BKLG-Bldg. 62, 106E. Shower light out. EMERGENCY 6/21/12 NNMC-000 4 REPAIR
B2F95W PLUM-Bldg. 52, Lobby Restroom. Toilet is danger of 

overflowing if flushed, significantly clogged.
EMERGENCY 6/29/12 NNMC-000 4 PLUMBING

B2F886 HVAC-Bldg. 62, Rm. 216W. A/C not working. EMERGENCY 6/28/12 NNMC-000 4 HVAC
B2F88F ELCON-Bldg. 62, West Wing 1. Rail inside elevator is 

loose.
EMERGENCY 6/28/12 NNMC-000 4 CONVEYING

B2FMYT ELCON-Bldg. 63, Southeast elevator is down. Likely stuck 
on 4th floor. Handicapp use. Please address, 
immediately.

EMERGENCY 7/3/12 NNMC-000 4 CONVEYING

B2FMYV PLUM-Bldg. 60, Rm. 218E. Toilet continually running, 
will not stop.

EMERGENCY 7/3/12 NNMC-000 4 PLUMBING

B2FMRP HVAC-Bldg. 65, Rm. 105. Vents in bathroom and room 
are leaking water. Please fix.

EMERGENCY 7/3/12 NNMC-000 4

B2FLYL PLUM-Bldg. 62, Rm. B304. Shower head is broken. EMERGENCY 7/2/12 NNMC-000 4 PLUMBING
B2FLYN PLUM-Bldg. 62, Rm. 113E. Need to have a bidet 

installed.
EMERGENCY 7/2/12 NNMC-000 1 PLUMBING

B2FLYR HVAC-Bldg. 62, Rm. 118E. No A/C. EMERGENCY 7/2/12 NNMC-000 4 HVAC
B2FLYT GENM-Bldg. 61, Rm. 105C. Washing machine #10 is not 

training.
EMERGENCY 7/2/12 NNMC-000 4 REPAIR

B2FY93 ELCON-Bldg. 62, Elevator #1 is stuck. EMERGENCY 7/13/12 NNMC-000 4 CONVEYING
B2GJD5 GENM-Bldg. 61, Rm. 210. Door will not secure. EMERGENCY 7/19/12 NNMC-000 4 REPAIR
B2GKHB HVAC-Bldg. 54, Hospital Command Center. HVAC units 

are not working.
EMERGENCY 7/23/12 NNMC-000 4 HVAC

B2GLSB PLUM-B-10A ROOM # 128 CEILING LEAK AND 
FLOODING.

EMERGENCY 7/25/12 NNMC-000 4 PLUMBING

B2H7PH HVAC-B-66 ROOM # 207 - REPLACE THERMOSTAT 
VOVER

EMERGENCY 4/26/12 NNMC-000 4 HVAC

B2H7GB ELEC-B-9A ROOM # 4165 - REPLACE BURNED OUT 
LIGHTS

EMERGENCY 4/24/12 NNMC-000 4 ELECTRICAL

B2HFLX HVAC-TOO HOT IN NUCELAR MEDICINE CLINIC EMERGENCY 8/14/12 NNMC-000 4 HVAC
B2HNS7 EMSS - UNKNOWN ALARM IN CEILING - BLDG 51, RM 

1114
EMERGENCY 8/15/12 NNMC-000 4

B2JJMM HVAC- MORGUE TRUCK TEMPERATURE OUT OF RANGE
EMERGENCY 4/29/12 NNMC-000 4 HVAC

B2JKM3 HVAC - TOO HOT IN COMPUTER ROOM - BLDG 51, RM 
1124B

EMERGENCY 8/30/12 NNMC-000 4 HVAC

B2JWLN TOO HOT. CHILLER DOWN EMERGENCY 9/11/12 NNMC-000 4 HVAC
B2JWM8 B1 LEVEL LATCH ON PUSH BAR IS BROKE ON DOUBLE 

DOORS
EMERGENCY 8/31/12 NNMC-000 4 ELECTRICAL

B2K2PT NO AIRFLOW ON THE ENTIRE 2ND FLOOR - FISHER 
HOUSE # 5

EMERGENCY 7/18/12 NNMC-000 4 HVAC

B2K56X HANDLE ON KITCHEN SINK IS LOOSE BLDG 62 EMERGENCY 9/29/12 NNMC-000 1
B2K56Y TOO COLD IN AUSTIN'S PLAYROOM BLDG 62 EMERGENCY 9/27/12 NNMC-000 1
B2K57G TOILET CLOGGED FISHER HOUSE #4 EMERGENCY 5/12/12 NNMC-000 1
B2K57V GATE 5 (JONES BRIDGE RD) WILL NOT OPEN. STUCK

EMERGENCY 9/29/12 NNMC-000 1

B2K57W NEX  GATE HAS LOST POWER GATE 3 EMERGENCY 5/23/12 NNMC-000 1
B2K56T HANDLE ON KITCHEN SINK BROKE BLDG 62 RM 118E

EMERGENCY 9/29/12 NNMC-000 1

B2K56V PLEASE TURN UP A/C BLDG 62 EMERGENCY 9/26/12 NNMC-000 1
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B2K56W RM 615 EAST IN BATHROOM B THE SHOWER HEAD WILL 
NOT STAY UP - THE LIGHT IS OUT IN HALLWAY BETWEEN 
RM 216E AND 218E BLDG 62

EMERGENCY 9/26/12 NNMC-000 1

B2K55J ELEC - LIGHT OUT IN BATHROOM B BLDG 62 RM 113
EMERGENCY 9/28/12 NNMC-000 1

B2K4Z3 HOT CALL - BLDG 9A, RM 3320, SURGICAL ICU EMERGENCY 9/28/12 NNMC-000 4 HVAC
B2K69Y NO POWER AT SOUTH GATE - 82 ( MAIN GATE) EMERGENCY 5/25/12 NNMC-000 1
B2K6C4 DRAIN CLOGGED BLDG 62 EMERGENCY 5/30/12 NNMC-000 1
B2KS5Y NO HOT WATER TO BUILDING B-9A RM-1568 EMERGENCY 5/12/12 NNMC-000 1
B2KS62 MEDICATION BOX WILL NOT LOCK B-9A RM-3051 EMERGENCY 5/12/12 NNMC-000 1
B2KS65 TOO HOT IN EMERGENCY ROOM B-9A EMERGENCY RM

EMERGENCY 5/13/12 NNMC-000 1

B2KS69 TOILET CLOGGED IN PATIENT ROOM B-9A RM-3057 EMERGENCY 5/13/12 NNMC-000 1
B2KS6B SCANNING ROOM TOO HOT  B-9A RM-1512 EMERGENCY 5/14/12 NNMC-000 1
B2KS6C PRESSURE ALARM GOING OFF B-9A RM-3203 EMERGENCY 5/16/12 NNMC-000 1
B2KS6F TOO HOT IN DEPARTMENT. PLEASE SEE POC THERE MAY 

BE ADDTIONAL ROOMS TO ADD B-9A RM-1512, 1514, 
1522, 1526, 1533, 1536

EMERGENCY 5/23/12 NNMC-000 1

B2KS6H PATIENT ROOM IN ICU TOO HOT B-9A RM-4165 EMERGENCY 5/23/12 NNMC-000 1
B2KS6L MEDICATIONS ROOM ARE TOO HOT B-9A RM-4130, 

4050
EMERGENCY 5/24/12 NNMC-000 1

B2KS6M HOT CALL B-9A RM-3079 EMERGENCY 5/25/12 NNMC-000 1
B2L9HS OUTDOOR HEATER NOT WORKING @SOUTH GATE -AH

EMERGENCY 10/19/12 NNMC-000 1

B2KMM
W

FIRE DETECTOR - SMOKE DETECTOR PULLED BUT NOT 
WORKING -

EMERGENCY 10/16/12 NNMC-000 4 ELECTRICAL

B2KTNC MAGNET PLATE BROKEN OFF B-9A RM-3221 EMERGENCY 5/26/12 NNMC-000 1
B2KTNM HOT CALL B-9A RM-EMERGENCY RM EMERGENCY 5/26/12 NNMC-000 1
B2KTNR HOT CALL B-9A RM-4143 -AH EMERGENCY 5/26/12 NNMC-000 1 HVAC
B2KTNT HOT CALL B-9A RM-312 -AH EMERGENCY 5/30/12 NNMC-000 1 HVAC
B2KTRM DOOR REPAIR B-62 RM-LOBBY EMERGENCY 10/16/12 NNMC-000 1
B2KTRN REPLACE LIGHTS B-62 RM-317W -WWP EMERGENCY 10/16/12 NNMC-000 1
B2KTRR BATHROOM LEAK B-62 RM-506E -WWP EMERGENCY 10/16/12 NNMC-000 1
B2LG2B NO POWER B-55 GARAGE GUARD SHACK -AH EMERGENCY 10/23/12 NNMC-000 1
B2LVGP AREA FLOODED- CARPET IS SOAKED B-9A RM-2331 -AH

EMERGENCY 10/31/12 NNMC-000 1 PLUMBING

B2LZN4 LIGHT SENSORS ARE OUT IN BOTH BATHROOMS B-62 
RM-B305 -WWP

EMERGENCY 11/5/12 NNMC-000 1 ELECTRICAL

B2LZN5 DISHWASHER IS LEAKING B-62 RM-203E -WWP EMERGENCY 11/5/12 NNMC-000 1 PLUMBING
B2LZNB RE-ATTACH GASKET IN SHOWER B B-62 RM-B305 -WWP

EMERGENCY 11/5/12 NNMC-000 1 PLUMBING

B2LZDF AREA FLOODED- CARPET IS SOAKED EMERGENCY 10/31/12 NNMC-000 4 PLUMBING
B2M2WF IN BATHROOM A RUBBER IN SHOWER NEEDS TO BE 

REPLACED - SEE CUSTOMER B-62 RM-512E -WWP EMERGENCY 11/6/12 NNMC-000 1 PLUMBING

B2M2WN BADET IS LEAKING AND SHOWER GASKET NEEDS TO BE 
FIXED B-62 RM-115E -WWP

EMERGENCY 11/6/12 NNMC-000 1 PLUMBING

B2LZL2 NOISE IN CEILING POC THINKS THE FILTER IS NOT PUT IN 
RIGHT B-62 RM-2022 -WWP

EMERGENCY 11/5/12 NNMC-000 1 REPAIR

B2LZL4 BATHROOM B SHOWER SEAL IS COMING UP AND 
SCREEN NEEDS TO BE PUT BACK IN TRACK B-62 RM-
B303E -WWP

EMERGENCY 11/5/12 NNMC-000 1 PLUMBING
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B2LZM2 SEWAGE ALARM B-62 -WWP EMERGENCY 11/5/12 NNMC-000 1 PLUMBING
B2LZLD FREEZER HANDLE NEEDS TO BE SWITCHED FROM ONE 

SIDE TO ANOTHER B-62 RM-204E -WWP
EMERGENCY 11/5/12 NNMC-000 1 REPAIR

B2LZKY ELEC - OUTLET IS NOT WORKING AND THEY NEED THIS 
OUTLET TO WORK TO PLUG IN HOT BOX B-62 WARRIOR 
CAFE-WWP

EMERGENCY 11/5/12 NNMC-000 1 ELECTRICAL

B2LZLY LAUNDRY DOOR OFF HINGES, REPAIR B-62 RM-104E -
WWP

EMERGENCY 11/5/12 NNMC-000 1 REPAIR

B263T3 HVAC- TOO HOT EMERGENCY 1/4/12 NNMC-000 4 HVAC
B2642P HVAC- TOO HOT EMERGENCY 1/4/12 NNMC-000 4 HVAC
B26GHX GENM - LIGHT COMING OUT OF CEILING EMERGENCY 12/31/11 NNMC-000 4 REPAIR
B26GZG GENM - DISHWASHING MACHINE OVERFLOW EMERGENCY 1/5/12 NNMC-000 4 PLUMBING
B26J8X EMSS - GENERATOR ALARM - BEHIND BLDG 102 EMERGENCY 1/11/12 NNMC-000 4 FCA_OTHER
B27B9S HVAC - TOO COLD - BLDG 17, RM 4002 EMERGENCY 1/17/12 NNMC-000 2 HVAC
B27B4R GENM- CALL BELL SYSTEM EMERGENCY 1/17/12 NNMC-000 4 REPAIR
B27HHL PLUM - CEILING LEAK - BLDG 17, RM 4034 EMERGENCY 1/23/12 NNMC-000 4 PLUMBING
B27HDM HVAC - NEGATIVE PRESSURE ROOM - BLDG 19, RM 4332

EMERGENCY 1/23/12 NNMC-000 4 HVAC

B27L7C HVAC - TOO HOT - BLDG 9A, RM 1111 EMERGENCY 1/27/12 NNMC-000 4 HVAC
B27PVZ PLUM - CEILING LEAK EMERGENCY 1/31/12 NNMC-000 4 PLUMBING
B27WP9 ELEC - LOSS OF POWER - BLDG 17, RM 3017 EMERGENCY 2/2/12 NNMC-000 4 ELECTRICAL
B27XRS ELEC - BLINKING LIGHTS - BLDG 65, HALLWAY RMS 101-

106
EMERGENCY 2/3/12 NNMC-000 4 ELECTRICAL

B27XP2 PLUM - LEAKING SINK - BLDG 19, RM 2711 EMERGENCY 2/3/12 NNMC-000 4 PLUMBING
B27YN5 ELEC - POWER OUTAGE - BLDG 17, 2ND FLOOR, RM 

2054
EMERGENCY 2/7/12 NNMC-000 4 ELECTRICAL

B28L5G ELEC - NO JUICE - BLDG 4/6, RM 4195, 4193 EMERGENCY 2/15/12 NNMC-000 4 ELECTRICAL
B28LMJ HVAC - TOO HOT - BLDG 19, RM 1456 EMERGENCY 2/16/12 NNMC-000 4 HVAC
B2939Y ELEC - POWER OUTAGE - BLDG 17, RM 4013 EMERGENCY 2/27/12 NNMC-000 4 ELECTRICAL
B2987X LOCK - OPEN/REPAIR BROKEN LOCK EMERGENCY 2/28/12 NNMC-000 4 LOCKS
B29ZDD PLUM - OVERFLOWING TOILET - BLDG 19, RM B111, 

B109
EMERGENCY 3/19/12 NNMC-000 4 PLUMBING

B29MMT ELEC - POWER OUTAGE - BLDG 17A, ACCOUNTING EMERGENCY 3/6/12 NNMC-000 4 ELECTRICAL
B2B69D Pressure Wash Main Entrance of Bldg 51 EMERGENCY 3/26/12 NNMC-000 4 LABOR
B2B6WF ELEC - BLOWN BREAKER - BLDG 19, RM 3471 EMERGENCY 3/27/12 NNMC-000 4 ELECTRICAL
B2B6YT ELEC - POWER OUTAGE - BLDG 17, RM 4013 EMERGENCY 3/27/12 NNMC-000 4 ELECTRICAL
B2B722 ELEC - HANDICAP DOORS - BLDG 9A, RM 2422 EMERGENCY 3/27/12 NNMC-000 1 ELECTRICAL
B2B73Y ELEC - POWER OUTAGE - BLDG 19, RM 2530 EMERGENCY 3/27/12 NNMC-000 4 ELECTRICAL
B2BFGL HVAC-TOO HOT EMERGENCY 3/15/12 NNMC-000 4 HVAC
B2BFGP GENM-TOILET SEAT LOOSE EMERGENCY 3/20/12 NNMC-000 4 REPAIR
B2BFGT GENM-BOARD NEEDS TO BE REHUNG EMERGENCY 3/20/12 NNMC-000 4 REPAIR
B2BFGX LOCKS-LOCKS NEED TO BE CHANGED, SEE POC FOR 

EXACT LOCALE
EMERGENCY 3/21/12 NNMC-000 4 LOCKS

B2BFH2 PLUM-NEITHER TOILET WORKING EMERGENCY 3/21/12 NNMC-000 4 PLUMBING
B2BFH3 ELEC-SIDE DOORS TO BUILDING HAS AN ALARM THAT 

KEEPS GOING OFF
EMERGENCY 3/22/12 NNMC-000 4 ELECTRICAL

B2BFH5 ELEC-1st FLR ON WEST SIDE EXIT DOOR ALARM KEEPS 
GOING OFF WHEN YOU EXIT OUT OF DOOR

EMERGENCY 3/22/12 NNMC-000 4 ELECTRICAL

B2BFH7 HVAC-VENT HOOD NOT WORKING PROPERLY EMERGENCY 3/22/12 NNMC-000 4 HVAC
B2BFH8 PLUM-SHOWER HOSE IS LEAKING EMERGENCY 3/22/12 NNMC-000 4 PLUMBING
B2BFH9 GENM-TOILET SEAT BROKEN EMERGENCY 3/22/12 NNMC-000 4 REPAIR
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B2BFHC HVAC-VENTILATION GOING OFF, KEEPS GETTING HOT
EMERGENCY 3/23/12 NNMC-000 4 HVAC

B2BFHH HVAC-HVAC UNIT IS DOWN EMERGENCY 3/24/12 NNMC-000 4 HVAC
B2BFF2 HVAC-TOO HOT EMERGENCY 4/5/12 NNMC-000 4 HVAC
B2BFF4 HVAC-TOO COLD IN STERILE PROCESSING EMERGENCY 4/5/12 NNMC-000 4 HVAC
B2BF7X GENM-NEED TO BOARDS AND A CLOCK HUNG EMERGENCY 3/19/12 NNMC-000 4 REPAIR
B2BF7Y CARP-CHANGE CARPET IN ELEVATOR EMERGENCY 3/19/12 NNMC-000 4 REPAIR
B2BF84 GENM-WALL NEEDS TO BE PLASTERED EMERGENCY 3/14/12 NNMC-000 4 REPAIR
B2BF85 GENM-REFRIGERATOR DOOR HANDLE BROKEN EMERGENCY 3/19/12 NNMC-000 4 REPAIR
B2BF89 GENM-MICROWAVE BROKEN EMERGENCY 3/19/12 NNMC-000 4 REPAIR
B2BF8H GENM-NEEDS TWO GLASS CASES HUNG ACROSS FROM 

ROOM IN HALLWAY
EMERGENCY 3/19/12 NNMC-000 4 REPAIR

B2BF8P HVAC-TOO HOT EMERGENCY 3/15/12 NNMC-000 4 HVAC
B2BF8W HVAC-TOO HOT IN STORAGE ROOM EMERGENCY 3/16/12 NNMC-000 4 HVAC
B2BF96 PLUM-SHOWER HEAD KEEPS FALLING, REPAIR EMERGENCY 3/17/12 NNMC-000 4 PLUMBING
B2BF9F PLUM-SEWAGE ALARM GOING OFF AT FRONT DESK

EMERGENCY 3/19/12 NNMC-000 4 PLUMBING

B2BF9T PLUM-SHOWER HEAD LEAKING & NO HOT WATER EMERGENCY 3/6/12 NNMC-000 4 PLUMBING
B2BFBP ELEC-BOTH EAST AND WEST WINGS - STANDARD EXIT 

DOORS HAVE ALARMS SOUNDING WHEN OPENED EMERGENCY 3/26/12 NNMC-000 4 ELECTRICAL

B2BFBX ELEC-REPLACE FLOURESCENT LIGHT BULBS EMERGENCY 3/26/12 NNMC-000 4 ELECTRICAL
B2BFC3 GENM-DOOR WILL NOT OPEN ONCE SHUT EMERGENCY 3/26/12 NNMC-000 4 REPAIR
B2BD6K ELEC - POWER OUTAGE - BLDG 17, RM 4042 EMERGENCY 4/4/12 NNMC-000 4 ELECTRICAL
B2BHFX ELEC - ERRATIC FLOW OF ELECTRICITY - BLDG 9AM RM 

1534
EMERGENCY 4/9/12 NNMC-000 4 ELECTRICAL

B2BJWS PLUM - CEILING LEAK? EMERGENCY 4/12/12 NNMC-000 4 PLUMBING
B2BKY8 DOORS - EXIT DOORS - BLDG 9, ENTRY FROM GARAGE 

INTO HOSPITAL
EMERGENCY 4/17/12 NNMC-000 4 REPAIR

B2BKJF LOCK-KEYPAD WON'T WORK. CAN'T GET IN DOOR EMERGENCY 4/9/12 NNMC-000 LOCKS
B2BKK5 ELEC-ELECTRICAL OUTLETS NOT WORKING EMERGENCY 4/11/12 NNMC-000 ELECTRICAL
B2BKWT HVAC-ADJUST TEMPERATURE EMERGENCY 4/16/12 NNMC-000 2 HVAC
B2BKNX GENM-STOP SIGN KNOCKED DOWN. EMERGENCY 4/12/12 NNMC-000 4 REPAIR
B2BKP2 PLUM-LOW WATER PRESSURE. PATIENT ON DIALYSIS.

EMERGENCY 4/12/12 NNMC-000 4 PLUMBING

B2BKP5 PLUM-MENS BATHROOM TOILET CLOGGED, SHOWER 
LEAKING, URINALOVERFLOWING

EMERGENCY 4/12/12 NNMC-000 4 PLUMBING

B2BMZW ELEC - DEAD OUTLETS / DOOR MAGNETS - BLDG 19, RM 
2717

EMERGENCY 4/20/12 NNMC-000 4 ELECTRICAL

B2BLVZ ELEC-VENT LIGHT IS OUT EMERGENCY 4/13/12 NNMC-000 4 ELECTRICAL
B2BLW5 PLUM-KITCHEN SINK IS CLOGGED EMERGENCY 4/13/12 NNMC-000 4 PLUMBING
B2BLXL PLUM-SHOWER HEAD BROKEN EMERGENCY 4/13/12 NNMC-000 PLUMBING
B2BLXM LOCK-LOCK HAS BEEN PLUGGED. KEY WILL NOT WORK, 

CANNOT GET INTO OFFICE
EMERGENCY 4/12/12 NNMC-000 LOCKS

B2BLXR PLUM-SHOWER NEEDS TO BE RESEALED BATHROOM A
EMERGENCY 4/12/12 NNMC-000 PLUMBING

B2BLXT GENM-LAUNDRY DOOR OFF TRACK EMERGENCY 4/16/12 NNMC-000 REPAIR
B2BLXX PLUM-KITCHEN SINK LEAKING EMERGENCY 4/16/12 NNMC-000 PLUMBING
B2BLZB ELEC-LIGHTS OUT IN BEDROOM B. BED RAIL IS LOOSE 

BEDROOM B
EMERGENCY 4/16/12 NNMC-000 ELECTRICAL

B2BNCY PLUM - LEAKING WALL - BLDG 19, 5603 EMERGENCY 4/23/12 NNMC-000 4 STRUCTURAL
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B2BTY7 HVAC-FREON LEAK IN WALK-IN REFRIGERATOR, BLDG 9
EMERGENCY 5/1/12 NNMC-000 4 HVAC

B2BTZZ PLUM-REPAIR FAUCETS EMERGENCY 5/1/12 NNMC-000 2 PLUMBING
B2BY5C ELEC - OUTLET NOT WORKING - BLDG 19, RM 4110 EMERGENCY 5/7/12 NNMC-000 4 ELECTRICAL
B2C5ZB HVAC - TOO COLD IN ICU - BLDG 9A, RM 3073 EMERGENCY 5/11/12 NNMC-000 4 HVAC
B2C592 NEED 2 FRAMES HUNG, BLDG 62 EMERGENCY 4/25/12 NNMC-000 4 REPAIR
B2C59C RAMP NOT LEVEL, BLDG 62 EMERGENCY 4/25/12 NNMC-000 4 REPAIR
B2C59K REPAIR/REPLACE MICROWAVES, BLDG 62 EMERGENCY 4/25/12 NNMC-000 4 REPAIR
B2C59P NEED 2 BOARDS HUNG OUTSIDE OF ROOM 3040, BLDG 

62
EMERGENCY 4/25/12 NNMC-000 4 REPAIR

B2C59T NO HOT WATER AND REPAIR SHOWER HOSE, BLDG 62
EMERGENCY 4/25/12 NNMC-000 4 PLUMBING

B2C5B2 REPLACE BROKEN TOILET SEAT IN MENS ROOM, BLDG 
62

EMERGENCY 4/26/12 NNMC-000 4 REPAIR

B2CKTP ELEC - LOSS OF POWER - PHARMACY - BLDG 9A, RM 
3203

EMERGENCY 5/31/12 NNMC-000 4 ELECTRICAL

B2CNCP Bldg. 62, Rm. 604E. COVER ON TOILET CAME OFF RM B
EMERGENCY 5/22/12 NNMC-000 4 REPAIR

B2CNCV Bldg. 62, Rm. 303E. SINK LEAKING. EMERGENCY 5/22/12 NNMC-000 4 PLUMBING
B2CNCX Bldg. 62, Rm. 203W. TOILET SHOOTS OUT WATER WHEN 

FLUSHED, BEDROOM B
EMERGENCY 6/6/12 NNMC-000 4 PLUMBING

B2CNCY Bldg. 62, 106E. SINK CLOGGED IN BATHROOM A EMERGENCY 5/22/12 NNMC-000 4 PLUMBING
B2CND2 Bldg. 62, Rm. 516W. BROKEN BED BOARD, BEDROOM B

EMERGENCY 5/22/12 NNMC-000 4 REPAIR

B2CND4 Bldg. 62, Rm. 3002. POWER OUTAGE EMERGENCY 5/22/12 NNMC-000 4 ELECTRICAL
B2D4F9 HVAC-McDonald's Building. A/C is not working. EMERGENCY 6/25/12 NNMC-000 4 HVAC
B2F888 HVAC-Bldg. 62, Rm. 406E. Dishwasher not working.

EMERGENCY 6/28/12 NNMC-000 4 HVAC

B2F49V HVAC-Bldg. 65. FISCHER HOUSE 3 TOO COLD. EMERGENCY 6/28/12 NNMC-000 4 HVAC
B2F4RB ELCON-Bldg. 65, Fischer House 5. Smell smoke in 

elevator.
EMERGENCY 6/28/12 NNMC-000 4 CONVEYING

B2F83D PLUM-Bldg. 62, Rm. 206W. Water leak coming from 
sink.

EMERGENCY 6/28/12 NNMC-000 4 PLUMBING

B2F83M PLUM-Bldg. 62, Rm. 114W. No hot water in room. EMERGENCY 6/28/12 NNMC-000 4 PLUMBING
B2F88S HVAC-Bldg. 62, Rm. 3069. Air fliters need to be changed 

in vents.
EMERGENCY 6/28/12 NNMC-000 4 HVAC

B2FVP3 PLUM-Bldg. 63. New water fountain in America Garage, 
1st floor is leaking profusely.

EMERGENCY 7/10/12 NNMC-000 4 PLUMBING

B2FVDY ELCON-Bldg. 32, Single Elevator Terminal. Elevator down 
on 7th Floor. Stuck.

EMERGENCY 7/10/12 NNMC-000 4 CONVEYING

B2FVGB PLUM-ANA-417, Rm. 127. Leak in the utility closet.
EMERGENCY 7/10/12 NNMC-000 4 PLUMBING

B2FTWK PLUM-Bldg. 60 Rm. 401E Toilet isn't working. EMERGENCY 7/9/12 NNMC-000 4 PLUMBING
B2FZ5L HVAC-Bldg. 60, Rm. 216. No A/C in room. EMERGENCY 7/16/12 NNMC-000 4 HVAC
B2FZ5J Lock- North and South Gate EMERGENCY 7/16/12 NNMC-000 1 LOCKS
B2FYXZ HVAC-Bldg. 62, Rm. 617. No A/C. EMERGENCY 7/16/12 NNMC-000 4 HVAC
B2FZ22 PLUM-Bldg. 60, Rm. 201. Toilet clogged. EMERGENCY 7/16/12 NNMC-000 4 PLUMBING
B2HC3Y HVAC - TOO HOT IN NICU - BLDG 9A, ALL ROOMS EMERGENCY 8/13/12 NNMC-000 4 HVAC
B2JR5F TOO HOT IN THE EMERGENCY ROOM EMERGENCY 9/4/12 NNMC-000 4 HVAC
B2JRGL HVAC-B-9A ROOM # 3203 - PRESSURE ALARM GOING 

OFF
EMERGENCY 5/16/12 NNMC-000 4 HVAC

B2JSM7 PLUM-B-9A ROOM # 1568 - NO HOT WATER EMERGENCY 5/12/12 NNMC-000 4 PLUMBING
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B2JSMK PLUM-B-51 ROOM # 1112 - PIPE BURST EMERGENCY 5/12/12 NNMC-000 4 PLUMBING
B2JSND PLUM-B-9A ROOM # 3057 - CLOGGED TOILET EMERGENCY 5/13/12 NNMC-000 4 PLUMBING
B2JSNK LOCKS-B-9A ROOM # 3051 - MEDICATION BOX WILL 

NOT LOCK
EMERGENCY 5/12/12 NNMC-000 4 LOCKS

B2JSP2 HVAC-B-9A ROOM # 1ST FLOOR - EMERGENCY ROOM 
HOT TEMPERATURE

EMERGENCY 5/13/12 NNMC-000 4 HVAC

B2JZNY HOT CALL B-62 EMERGENCY 9/14/12 NNMC-000 1 REPAIR
B2JZNZ OUTLET BY KITCHEN SINK NOT WORKING EMERGENCY 9/14/12 NNMC-000 1 REPAIR
B2JZP4 HANDLE ON KITCHEN SINK IS BROKE EMERGENCY 9/14/12 NNMC-000 1 REPAIR
B2JZP6 GENM - THERE ARE HOLE IN THE TILES IN BATHROOM A 

B-62
EMERGENCY 9/14/12 NNMC-000 1 REPAIR

B2JZP8 MED CABINET IN RESTROOM MISSING B-62 EMERGENCY 9/14/12 NNMC-000 1 REPAIR
B2JZPG LOOSE SHOWER HEAD IN BATHROOM A EMERGENCY 9/14/12 NNMC-000 1 REPAIR
B2JZPH GARBAGE DISPOSAL IS NOT WORKING B-62 EMERGENCY 9/14/12 NNMC-000 1 REPAIR
B2JZLG BATHROOM "B" HAS A LIGHT OUT B-62 EMERGENCY 9/14/12 NNMC-000 1 REPAIR
B2KBTG COLD CALL - ICU, BLDG 9A, RM 3095 EMERGENCY 10/5/12 NNMC-000 4 HVAC
B2KBTN POWER OUTAGES BLDG 62 RM 2024 / 2018 EMERGENCY 10/2/12 NNMC-000 1
B2KBTP ELEC - 3 LIGHTS OUT IN KITCHEN ALSO IN BATHROOM A 

THE SENSOR LIGHT IS OUT BLDG 62 RM 104E EMERGENCY 10/2/12 NNMC-000 1

B2KBTS HVAC - HEAT IS NOT WORKING BLDG 62 RM 118E EMERGENCY 10/2/12 NNMC-000 1
B2KBTV SENSOR LIGHT (CLOSET) ON B SIDE DOESNT WORK EMERGENCY 10/2/12 NNMC-000 1
B2KBTX A-B SIDE OF RM 415 EAST SENSOR LIGHTS ARE OUT 

BLDG 62 RM 415E
EMERGENCY 10/2/12 NNMC-000 1

B2KBTZ FRIDGE MAKING NOISE BLDG 62 RM 204 EMERGENCY 10/2/12 NNMC-000 1
B2KBV2 ELEC - LIGHTS OUT - B3 LEVEL EMERGENCY 10/2/12 NNMC-000 1
B2KBV7 FRIDGE ISNT WORKING BLDG 62 RM 204E EMERGENCY 10/3/12 NNMC-000 1
B2KBVB MULTIPLE ISSUES BLDG 62 RM 216W EMERGENCY 10/3/12 NNMC-000 1
B2KBVC STEAM KETTLE IS LEAKING VERY BAD BLDG 62 EMERGENCY 10/3/12 NNMC-000 1
B2KBVG 3RD FLR CUBICAL 27 RIGHT BY RM 3 THE FILE CABINET 

HAS FALLEN BLDG 62
EMERGENCY 10/3/12 NNMC-000 1

B2KBN5 PLUM - SHOWER HEAD NEEDS TO BE REPLACED IN 
BATHROOM B BLDG 62 RM 411E

EMERGENCY 10/1/12 NNMC-000 1

B2KB8Y CURTAIN IS OFF THE TRACK AND BOLTS ON LIVING 
ROOM TABLE LOOSE- TIGHTEN BLDG 62 RM 111E

EMERGENCY 9/28/12 NNMC-000 1

B2KB93 BATHROOM B HAS BUSTED SHOWER HOSE AND NEED 
SHOWER RECAULKED BLDG 62 RM 204

EMERGENCY 9/30/12 NNMC-000 1

B2KB94 SHOWER HOSE BUSTED IN BATHROOM B BLDG 62 RM 
105

EMERGENCY 9/29/12 NNMC-000 1

B2KB95 ROOM B NEEDS A DOOR STOPPER BLDG 62 RM 111 EMERGENCY 9/30/12 NNMC-000 1
B2KB9B 1ST FLR OF BASEMENT LIGHTS ARE OUT IN HALLWAY 

BLDG 62
EMERGENCY 9/28/12 NNMC-000 1

B2KBPY COLD CALL BLDG 62 RM B307E EMERGENCY 10/4/12 NNMC-000 1
B2KBPZ LEAK FROM CEILING COMING FROM ROOF BLDG 9A RM 

2140
EMERGENCY 10/4/12 NNMC-000 1

B2KBCG OUTLET (LABELED TR3094) IS PULLED COMPLETELY 
PULLED OUT THE WAL BLDG 62 RM 3033

EMERGENCY 10/1/12 NNMC-000 1

B2KBCT WWP-NEED CARPET TILES REPLACED BLDG 62 RM 405
EMERGENCY 10/1/12 NNMC-000 1

B2KJTN ISSUE WITH POSITIVE PRESSURE ROOM BLDG 9A RM 
3039

EMERGENCY 10/12/12 NNMC-000 1

B2KTXK HOT CALL B-9A 4TH FLOOR EMERGENCY 5/30/12 NNMC-000 1
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B2LPTP Exterior, Gutter Down Spout B-10A EMERGENCY 10/26/12 NNMC-000 1 REPAIR
B2LKGJ CLOGGED TOILET IN PATIENTS ROOM, OVERFLOWING B-

9A RM-3083 -AH
EMERGENCY 10/23/12 NNMC-000 1

B2LR6N GENM - BASEBOARD NEEDS TO BE PUT BACK ON B-62 
RM-411E -WWP

EMERGENCY 10/25/12 NNMC-000 1 REPAIR

B2LR6X METAL  FLOOR TRIM IS BENT AND NEED S TO BE 
REPAIRED B-62 -WWP

EMERGENCY 10/25/12 NNMC-000 1 REPAIR

B2LTWS FITNESS CENTER FRONT DOOR LOCK BROKEN B-17B -AH
EMERGENCY 11/1/12 NNMC-000 1 REPAIR

B2M3SV CURTAINS IN ROOM NEED TO BE ADJUSTED B-62 RM-
615E -WWP

EMERGENCY 11/7/12 NNMC-000 1 REPAIR

B2M3T9 EXIT DOORS: NOT WORKING PROPERLY B-62 RM-EAST 
WING -WWP

EMERGENCY 11/8/12 NNMC-000 1 REPAIR

B2M3XX GLASS IS CRACKED ON EAST SIDE SOUTH STAIRWELL 
EXIT DOOR B-62 -WWP

EMERGENCY 11/8/12 NNMC-000 1 REPAIR

B2M43G BAD SMELL, BURNING PLASTIC, INVESTIGATE AND FIX B-
9A RM-1440 -AH

EMERGENCY 11/8/12 NNMC-000 1 REPAIR

B2M3RN NEED DROP BOX INSTALLED B-62 RM-2016 -WWP EMERGENCY 11/7/12 NNMC-000 1
B2M3X4 ICE MACHINE NOT WORKING B-62 RM-WW CAFE -WWP

EMERGENCY 11/8/12 NNMC-000 1 PLUMBING

B2M3X5 WEST WING ELEVATOR (CLOSE TO ATM) HAS A LOOSE 
HANDRAIL B-62 -WWP

EMERGENCY 11/8/12 NNMC-000 1 STRUCTURAL

B2M3XB EAST WING HANDICAP DOOR NEEDS BATTERY 
REPLACED B-62 -WWP

EMERGENCY 11/8/12 NNMC-000 1 REPAIR

B2MDJM No water pressure, B-9A, RM-1522, 1526 EMERGENCY 11/15/12 NNMC-000 4 PLUMBING
B2M4RG BATHROOM "B" BENCH IN SHOWER WILL NOT STAY UP. 

NEEDS TO BE TIGHTENED B-62 RM-B202E -WWP EMERGENCY 11/9/12 NNMC-000 1 PLUMBING

B2M4RH BATHROOM B SHOWER LIGHT IS OUT AND ALSO 
SENSOR LIGHT IS OUT B-62 RM-116W -WWP

EMERGENCY 11/9/12 NNMC-000 1 PLUMBING

B2M4RL BOTH BATHROOMS A AND B LIGHTS ARE OUT B-62 RM-
104W -WWP

EMERGENCY 11/9/12 NNMC-000 1 ELECTRICAL

B2M59M BROKEN MIRROR B-32 1ST FLOOR EMERGENCY 11/15/12 NNMC-000 1 REPAIR
B2M4G2 FREON LEAK B-82 NEX BUILDING -AH EMERGENCY 11/12/12 NNMC-000 1 REPAIR
B2MNTG PIECE OF CARPET COMING UP. POTENTIAL TRIP 

HAZARD. PLEASE REPAIR B-62 RM-LOBBY -WWP
EMERGENCY 11/15/12 NNMC-000 1 REPAIR

B2MNTP KITCHEN FAUCET HANDLE IS COMING OFF AND THE 
WINDOW IN ROOM B WILL NOT CLOSE ALL THE WAY B-
62 RM-304W -WWP

EMERGENCY 11/15/12 NNMC-000 1 REPAIR

B2MNVL CEILING LEAK IN BATHROOM "A". WATER DAMAGE ON 
THE CEILING B-62 RM-104W -WWP

EMERGENCY 11/15/12 NNMC-000 1 PLUMBING

B2MPG6 HANDLE FELL OFF KITCHEN SINK B-62 RM-317 -WWP
EMERGENCY 11/18/12 NNMC-000 1 REPAIR

B2MPP9 SHOWER HOSE IS SPRAYING WATER AND SHOWER 
HEAD IS LEAKING B-62 RM-122E -WWP

EMERGENCY 4/24/12 NNMC-000 1

B2MPNM SAFE WILL NOT OPEN. NEED LOCKSMITH B-60 RM-116E -
WWP

EMERGENCY 8/20/12 NNMC-000 1 LOCKS

B2MPNN HANDICAP RAMP NEEDS TO PATCHED AND PAINTED B-
60 RM-LOBBY -WWP

EMERGENCY 8/20/12 NNMC-000 1 REPAIR

B2MPNP LEAK ON BALCONY- NEED CAULKING B-60 PATIO -WWP
EMERGENCY 9/20/12 NNMC-000 1 PLUMBING
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B2MPNS DOOR IS LEAKING FROM THE BOTTOM B-60 BALCONY -
WWP

EMERGENCY 9/28/12 NNMC-000 1 PLUMBING

B2MPNT LOW WATER PRESSURE B-60 RM-119E -WWP EMERGENCY 10/18/12 NNMC-000 1 PLUMBING
B2MPP8 POWER OUTAGE B-62 RM-2034 & 2036 -WWP EMERGENCY 4/23/12 NNMC-000 1 ELECTRICAL
B2MPPC WOODEN PANEL BY DISHWASHER FELL OFF. REPAIR B-

62 RM-512W -WWP
EMERGENCY 5/11/12 NNMC-000 1

B2MPP7 REMOVE WHITE BOARD  AND HANG SEVERAL FRAMES B-
62 RM-3107 -WWP

EMERGENCY 4/23/12 NNMC-000 1 REPAIR

B2MPPB NEED TO HAVE 2 WHITEBOARDS PUT UP AND 1 TAKEN 
DOWN B-62 RM-CONFERENCE 3 -WWP

EMERGENCY 4/24/12 NNMC-000 1

B2MP6M POWER OUTAGE ON LOWER DECK. B-82 RM-LOWER 
DECK -AH

EMERGENCY 11/18/12 NNMC-000 1 ELECTRICAL

B2MR74 TOILET LEAKING B-62 RM-404 -WWP EMERGENCY 11/20/12 NNMC-000 1 PLUMBING
B2MR75 BATHROOM "A" - SHOWER LIGHT IS LEAKING WATER B-

62 RM-B213E -WWP
EMERGENCY 11/20/12 NNMC-000 1 PLUMBING

B2MR79 SHOWER SEAL BROKEN B-62 RM-B213E -WWP EMERGENCY 11/19/12 NNMC-000 1 PLUMBING
B2MS4T BURNING SMELL NEED HVAC PERSON  B-9A 3RD FLOOR

EMERGENCY 11/23/12 NNMC-000 1 HVAC

B2MSPF TOO HOT EMERGENCY 11/23/12 NNMC-000 4 HVAC
B2NK9J GENERATOR ALARM GOING OFF B-19A TRAILER -AH

EMERGENCY 12/13/12 NNMC-000 1 REPAIR

B2NRNS OVERFLOWING TOILET - BLDG 9A, RM 2752 EMERGENCY 12/21/12 NNMC-000 4 PLUMBING
B2NTVS COLD CALL - BLDG 9A, ICU PATIENT RM 4041 EMERGENCY 12/31/12 NNMC-000 4 HVAC
B263DN GENM - BROKEN TOWEL RACK - BLDG 65 EMERGENCY 1/3/12 NNMC-000 4 REPAIR
B26475 ELEC - POWER OUT - BLDG 19, RM 3633 EMERGENCY 1/4/12 NNMC-000 4 ELECTRICAL
B263WD HVAC - TOO HOT EMERGENCY 1/4/12 NNMC-000 4 HVAC
B26626 LOCK- BATHROOM DOOR EMERGENCY 1/6/12 NNMC-000 4 LOCKS
B265DV ELEC- LIGHTS FLICKERING B9A EMERGENCY 1/5/12 NNMC-000 4 ELECTRICAL
B2656G HVAC - FROZEN SINK & TOILET - GATE 4 EMERGENCY 1/5/12 NNMC-000 4 HVAC
B26579 HVAC - TOO COLD - BLDG 9A, RM 3303 EMERGENCY 1/5/12 NNMC-000 4 HVAC
B26GTX GENM - NETWORK CLOSET POWER OUTAGE EMERGENCY 1/7/12 NNMC-000 4 ELECTRICAL
B2789D PLUM - CLOGGED SINK - BLDG 9A, RM 2238 EMERGENCY 1/12/12 NNMC-000 4 PLUMBING
B278B6 HVAC - TOO HOT - BLDG 65, RMS 205, 206 EMERGENCY 1/12/12 NNMC-000 4 HVAC
B278T4 PLUM - CEILING LEAK - BLDG 19, RM 1132 EMERGENCY 1/13/12 NNMC-000 4 REPAIR
B27JP9 PLUM - TOILET OVERFLOWING - BLDG 19, RM1305 EMERGENCY 1/25/12 NNMC-000 4 PLUMBING
B27NVH ELCON - ELEVATOR DOWN EMERGENCY 1/30/12 NNMC-000 4 REPAIR
B27NW7 PLUM - LEAKING TOILET - BLDG 19, 2514 EMERGENCY 1/30/12 NNMC-000 4 PLUMBING
B27WZ7 ELEC - LOSS OF POWER - BLDG 17, RM 2003 EMERGENCY 2/2/12 NNMC-000 4 ELECTRICAL
B27XYZ ELEC - GFCI EMERGENCY 2/6/12 NNMC-000 4 ELECTRICAL
B27W9L ELEC - POWER OUTAGE - BLDG 17, 2ND FLOOR 

(DMHRSI)
EMERGENCY 2/1/12 NNMC-000 4 ELECTRICAL

B288DP LOCKS - 5 OFFICES LOCKED OUT EMERGENCY 2/10/12 NNMC-000 4 LOCKS
B28F4S HVAC - TOO HOT - BLDG 9A, RMS 1510 THRU 1534 EMERGENCY 2/13/12 NNMC-000 4 HVAC
B28NPK NURSE CALL - HILL-ROM MONITORS - BLDG 9A, RM 1114

EMERGENCY 2/21/12 NNMC-000 4 ELECTRICAL

B28NSD PLUM - CLOGGED SINK - BLDG 100, RM 103 EMERGENCY 2/21/12 NNMC-000 4 PLUMBING
B29DP4 CALL BELL - HILL-ROM SYS - BLDG 9A, ENTIRE 4TH FLOOR

EMERGENCY 3/2/12 NNMC-000 4 ELECTRICAL

B29DJK GENM-GATE DROP ARM REPAIR EMERGENCY 3/2/12 NNMC-000 4 REPAIR
B29P9P HVAC-HOT TEMPERATURE EMERGENCY 3/9/12 NNMC-000 4 HVAC
B2B7V2 LOCK- DOOR WON'T LOCK SECURE AREA EMERGENCY 3/28/12 NNMC-000 4 STRUCTURAL
B2B7J6 HVAC - TOO HOT - BLDG 9A, RM 2026 EMERGENCY 3/28/12 NNMC-000 4 HVAC
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B2BBM3 PLUM - CLOGGED TOILET / NO HOT WATER - BLDG 9A, 
RMS 3444, 3226

EMERGENCY 4/3/12 NNMC-000 4 PLUMBING

B2BB7K PLUM - CEILING LEAK - BLDG 19, RM 4151 EMERGENCY 4/2/12 NNMC-000 4 STRUCTURAL
B2BK7L PLUM - NO HOT WATER - BLDG 52, RM 208 EMERGENCY 4/13/12 NNMC-000 4 PLUMBING
B2BJ8Z PLUM-UNISEX TOILET OVERFLOWING, BLDG 19, ROOM 

3351
EMERGENCY 4/9/12 NNMC-000 4 PLUMBING

B2BK7Y PLUM-TOILET CLOGGED, BLDG 9A EMERGENCY 4/10/12 NNMC-000 4 PLUMBING
B2BJ5P GENM-DOOR HANDLE TO E.R. BROKE. EMERGENCY 4/8/12 NNMC-000 4 REPAIR
B2BJ5V PLUM-CEILING LEAK OUTSIDE OF ROOM. EMERGENCY 4/8/12 NNMC-000 4 PLUMBING
B2BJ7R ELEC-POWER OUTAGE EMERGENCY 4/8/12 NNMC-000 4 ELECTRICAL
B2BL5F GENM-TILE MISSING IN BATHROOM B EMERGENCY 4/5/12 NNMC-000 4 REPAIR
B2BL5W GENM-HOLE IN WALL BEHIND DOOR, REPAIR EMERGENCY 4/10/12 NNMC-000 4 REPAIR
B2BMLS GENM-BED FRAME NEEDS TO BE TIGHTENED, NEED 

DOOR CLOSURE
EMERGENCY 4/16/12 NNMC-000 4 REPAIR

B2BMLY ELEC-LIGHT OUT EMERGENCY 4/17/12 NNMC-000 4 ELECTRICAL
B2BMM2 PLUM-SHOWERHEAD WONT STAY UP AND DOESN¿T 

WORK PROPERLY
EMERGENCY 4/17/12 NNMC-000 4 PLUMBING

B2BMM9 ELEC-HOOD FAN OVER STOVE TOP NOT WORKING EMERGENCY 4/17/12 NNMC-000 4 ELECTRICAL
B2BMMF GENM-CARPET NEEDS TO BE CLEANED EMERGENCY 4/17/12 NNMC-000 4 REPAIR
B2BMMJ ELEC-POWER OUTLET ABOVE THE DISHWASHER NOT 

WORKING
EMERGENCY 4/17/12 NNMC-000 4 ELECTRICAL

B2BMMN GENM-DOORS COMING OFF HINGES
EMERGENCY 4/17/12 NNMC-000 4 REPAIR

B2BMMS GENM-WHEELCHAIR GOT CAUGHT ON BED AND SCREW 
CAME OUT

EMERGENCY 4/11/12 NNMC-000 4 REPAIR

B2BMMT ELEC-GARBAGE DISPOSAL WON'T TURN OFF EMERGENCY 4/11/12 NNMC-000 4 ELECTRICAL
B2BMMX HVAC-SOMETHING WRONG WITH VENT

EMERGENCY 4/11/12 NNMC-000 4 HVAC

B2BNR8 HVAC - TOO COLD - BLDG 66, FISHER HOUSE 4, 
WOUNDED WARRIOR

EMERGENCY 4/23/12 NNMC-000 4 HVAC

B2BNKB HVAC - BOILER SHUT OFF - BLDG 66, ALL 2ND FLOOR
EMERGENCY 4/23/12 NNMC-000 4 HVAC

B2BNYN HVAC - NEG PRESSURE VACUUM NOT WORKING - BLDG 
19, RM 1501

EMERGENCY 4/24/12 NNMC-000 4 HVAC

B2BNZ7 PLUM - FLOOR DRAIN CLOGGED - BLDG 9A, RM 0837
EMERGENCY 4/24/12 NNMC-000 4 PLUMBING

B2BPZF ELEC - ALARM SOUNDING - BLDG 98, INTRUSION ALARM
EMERGENCY 4/26/12 NNMC-000 4 ELECTRICAL

B2BXSY HVAC - NO AC GETTING TO RMS 102-106 - WOUNDED 
WARRIORS

EMERGENCY 5/4/12 NNMC-000 4 HVAC

B2BXK2 PLUM-BATHROOMS A & B HAVE BROKEN SHOWER 
HEADS

EMERGENCY 4/23/12 NNMC-000 4 PLUMBING

B2BXMJ ELEC - BROKEN DOOR ACTUATOR - BLDG 9A, RM 1006
EMERGENCY 5/4/12 NNMC-000 4 ELECTRICAL

B2BXM6 GENM-BROKEN BED EMERGENCY 4/20/12 NNMC-000 4 REPAIR
B2BXM3 ELEC-POWER OUTAGE, BLDG 62 EMERGENCY 4/23/12 NNMC-000 4 ELECTRICAL
B2BXMF PLUM-SHOWERHEAD BROKEN, BLDG 62 EMERGENCY 4/24/12 NNMC-000 4 PLUMBING
B2BXMK REMOVED WHITE BOARD AND HANG SEVERAL FRAMES

EMERGENCY 4/23/12 NNMC-000 4 REPAIR

B2BXMS STOPPED UP TOILET EMERGENCY 4/23/12 NNMC-000 4 PLUMBING
B2BXNF SHOWER HOSE IS SPRAYING WATER AND SHOWER 

HEAD IS LEAKING
EMERGENCY 4/24/12 NNMC-000 4 PLUMBING
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B2BXNL WASHING MACHINE LEAKING EMERGENCY 4/24/12 NNMC-000 4 PLUMBING
B2BXRY GRILL MALFUNCTIONING, BLDG 62 EMERGENCY 4/13/12 NNMC-000 4 REPAIR
B2BXS3 NEED TO HAVE 2 WHITEBOARDS PUT UP AND 1 TAKEN 

DOWN, BLDG 62
EMERGENCY 4/24/12 NNMC-000 4 REPAIR

B2BXS8 BATHROOM LIGHT OUT ON THE B SIDE EMERGENCY 4/29/12 NNMC-000 4 ELECTRICAL
B2BXSL SHOWER HEAD LEAKING/GARBAGE DISPOSAL NOT 

WORKING
EMERGENCY 4/27/12 NNMC-000 4 PLUMBING

B2BXSP KITCHEN FAUCET LEAKING - BATHROOM B AUTOMATIC 
LIGHT NOT WORKING - BATHROOM A TOILET LEAKING EMERGENCY 4/26/12 NNMC-000 4 PLUMBING

B2BXT9 WOULD LIKE FRIDGE HANDLE DOOR TO BE REVERSED 
FOR WHEELCAIR ACCESS

EMERGENCY 4/30/12 NNMC-000 4 REPAIR

B2BXTF SHOWERHEAD LOOSE IN BATHROOM A EMERGENCY 4/30/12 NNMC-000 4 PLUMBING
B2BXTT TOO HOT ENTIRE FLOOR EMERGENCY 4/30/12 NNMC-000 4 HVAC
B2BXV3 CLOSET BAR BROKEN EMERGENCY 4/30/12 NNMC-000 4 REPAIR
B2C6T7 THERE IS A GAS SMELL COMING FROM PATIENT ROOM, 

BLDG 9A
EMERGENCY 4/11/12 NNMC-000 4 PLUMBING

B2CVDL GENM-Bldg. 62, Rm. 3107. Need pictures hung. EMERGENCY 6/14/12 NNMC-000 4 REPAIR
B2CWD6 ELEC-Bldg. 62, Rm. 1038. Check outlets. EMERGENCY 6/15/12 NNMC-000 4 ELECTRICAL
B2CWCV PLUM-Bldg. 60, Rm. 207E, 2nd Floor. Tiolet overflowing 

on the sides.
EMERGENCY 6/15/12 NNMC-000 4 PLUMBING

B2CWDY HVAC-Bldg. 61, Rm. 207. Room is too hot. EMERGENCY 6/15/12 NNMC-000 4 HVAC
B2CWD7 PLUM-Bldg. 62, Rm. 113W. Stopper not working in 

bathroom A. Toilet leaking in bathroom B
EMERGENCY 6/15/12 NNMC-000 4 PLUMBING

B2CWD8 BKLG-Bldg. 62, Rm. 111E. Relamp sensor lights in closet.
EMERGENCY 6/15/12 NNMC-000 4 REPAIR

B2CWD9 GENM-Bldg. 61, Floor 1. Replace ceiling tiles. EMERGENCY 6/15/12 NNMC-000 4
B2CYF2 ELCON-Bldg. 3-5, Hallways between buildings 3 and 5. 

Elevator is down.
EMERGENCY 6/21/12 NNMC-000 4 REPAIR

B2CYCJ ELEC-Bldg. 62, 2nd and 3rd Floor, East hallways. Several 
lights out.

EMERGENCY 6/20/12 NNMC-000 4 REPAIR

B2CYCL HVAC-Bldg. 62, Rm. 418W. No A/C in room. EMERGENCY 6/20/12 NNMC-000 4 HVAC
B2D9J4 LOCK-B-9A ROOM # 3221 - REPAIR LOCK NOT OPENING.

EMERGENCY 6/26/12 NNMC-000 LOCKS

B2D9GG PLUM - NO WATER TO DIALYSIS - PATIENT HOOKED UP - 
BLDG 9A, RM 3047

EMERGENCY 6/26/12 NNMC-000 4 PLUMBING

B2D9JR PLUM - BROKEN TOILET WITH STANDING WASTE - BLDG 
10, RM 5164

EMERGENCY 6/26/12 NNMC-000 4 PLUMBING

B2D9HG GENM-Bldg. 61, 108W. Toilet leaking. EMERGENCY 6/26/12 NNMC-000 4 PLUMBING
B2D9HR GENM-Bldg. 61, Emergency exit door not working.

EMERGENCY 6/26/12 NNMC-000 1 REPAIR

B2D9J2 GENM-Bldg. 61, Exit door near Mr. 131E is too loud 
when closing.

EMERGENCY 6/26/12 NNMC-000 4 REPAIR

B2D9J7 GENM-Bldg. 62, 114W. Inconsistent hot water for 
showering.

EMERGENCY 6/26/12 NNMC-000 4 PLUMBING

B2D9JB HVAC-Bldg. 62, Rm. 417W. A/C not working. EMERGENCY 6/26/12 NNMC-000 4 HVAC
B2D9JP HVAC-Bldg. 62, Austin's Play Room. Too hot. EMERGENCY 6/26/12 NNMC-000 4 HVAC
B2D9JS GENM-Bldg. 62, B113E. Shower seal in both bathrooms 

needs to be sealed.
EMERGENCY 6/26/12 NNMC-000 4 REPAIR

B2D9K2 GENM-Bldg. 62, Rm. 414W. Bed is broken. EMERGENCY 6/26/12 NNMC-000 4 REPAIR
B2FM5R HVAC-Bldg. 60, Rm. 415E. Room is too cold. EMERGENCY 7/3/12 NNMC-000 4 HVAC
B2FX8W ELEC - POWER OUTAGE - BLDG 10A, RM 106 EMERGENCY 7/12/12 NNMC-000 4 ELECTRICAL
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B2FW9X HVAC-B-9A ROOM # 1512 - HOT TEMPERATURE EMERGENCY 5/14/12 NNMC-000 4 HVAC
B2FVLK PLUM-TOILET OVERFLOWING IN SURGICAL ICU EMERGENCY 5/22/12 NNMC-000 1 PLUMBING
B2G344 GENM-Bldg. 50. Fire extinguisher backboard needed.

EMERGENCY 7/17/12 NNMC-000 4 REPAIR

B2G34K HVAC-Bldg. 50. A/C not working. EMERGENCY 7/17/12 NNMC-000 4 HVAC
B2G34T PLUM-Bldg. 50, Rm. 106. Shower handle is loose. EMERGENCY 7/17/12 NNMC-000 4 PLUMBING
B2G2PZ HVAC-Gate 5, Guard Shack. A/C is not working. EMERGENCY 7/17/12 NNMC-000 4 HVAC
B2G34Z HVAC-Bldg. 50, Rm. 305. A/C compressor making noise.

EMERGENCY 7/17/12 NNMC-000 4 HVAC

B2G353 GENM-Bldg. 50, Lobby. Ice machine needs repaired.
EMERGENCY 7/17/12 NNMC-000 4 REPAIR

B2G358 PLUM-Bldg. 50, Rm. 106B. Shower head needs to be 
replaced.

EMERGENCY 7/17/12 NNMC-000 4 PLUMBING

B2G35B PLUM-Bldg. 61, Rm. 121E. Toilet clogged. EMERGENCY 7/17/12 NNMC-000 4 PLUMBING
B2G35D LOCKS-Bldg. 62, Rm. 3068. Door lock keeps getting stuck 

and key won't work.
EMERGENCY 7/17/12 NNMC-000 4 LOCKS

B2G35G GENM-Bldg. 62, Rm. B026. Fix door latch. EMERGENCY 7/17/12 NNMC-000 4 REPAIR
B2G35K GENM-Bldg. 62, Rm. 3049. Need dry-erase board 

mounted.
EMERGENCY 7/17/12 NNMC-000 4 REPAIR

B2G35N GENM-Bldg. 62. Replace tile in elevator. EMERGENCY 7/17/12 NNMC-000 4 REPAIR
B2G35R GENM-Bldg. 62, Rm. B127E. Fix door latch. EMERGENCY 7/17/12 NNMC-000 4 REPAIR
B2G35S GENM-Bldg. 62, Rm. 204E. Sensor in bathroom won't 

work.
EMERGENCY 7/17/12 NNMC-000 4 REPAIR

B2G56M PLUM-Bldg. 60, Rm. 122E. Toilet clogged. EMERGENCY 7/18/12 NNMC-000 4 PLUMBING
B2G4ZZ LOCK - CORE SPINS IN LOCK - AFFECTS PATIENT CARE - 

BLDG 9A, RM 2215
EMERGENCY 7/18/12 NNMC-000 4 LOCKS

B2GLML HVAC - HOT AIR BLOWING IN GUEST ROOMS - BLDG 65, 
RMS 106 TO 112

EMERGENCY 7/24/12 NNMC-000 4 HVAC

B2GT9L PLUM - B-62 BACK OF THE BUILDING - REPAIR SEWER 
EJECTOR PUMP

EMERGENCY 7/30/12 NNMC-000 4 PLUMBING

B2GSWX HVAC - TOO HOT - PATIENT ROOM - ICU - BLDG 9A, RM 
3057

EMERGENCY 7/30/12 NNMC-000 4 HVAC

B2H7PK ELEC - LOSS OF POWER TO OUTLETS - BLDG 9, RM 2920
EMERGENCY 8/10/12 NNMC-000 4 ELECTRICAL

B2H7LZ ELEC - LOSS OF POWER TO OUTLETS - BLDG 9A, RM 
1033

EMERGENCY 8/10/12 NNMC-000 4 ELECTRICAL

B2HPS7 PLUM - FLOODING WATER - BLDG 8 TO 7 TO BLDG 63
EMERGENCY 8/17/12 NNMC-000 4 PLUMBING

B2HRSX HVAC - TOO HOT - AFFECTING CAMERA - B-51, RM 1114
EMERGENCY 8/21/12 NNMC-000 4 HVAC

B2JZ22 ELEC - CHECK POWER TO OUTLETS IN THE KITCHEN EMERGENCY 9/19/12 NNMC-000 4 ELECTRICAL
B2JYRV MAIN DOOR HINGE NOT WORKING PROPERLY B-62

EMERGENCY 9/19/12 NNMC-000 1 REPAIR

B2JYS3 SENSOR LIGHT IN BATHROOM "B" IS OUT B-62 EMERGENCY 9/19/12 NNMC-000 1 REPAIR
B2JYS8 HVAC - HOT AIR COMING OUT OF VENTS B-62 EMERGENCY 9/19/12 NNMC-000 1 REPAIR
B2KHFP PLUM - ROOM IN NICU HAS LOW WATER PRESSURE - 

NNMC-9A, ROOM 421
EMERGENCY 10/6/12 NNMC-000 4 PLUMBING

B2KH9W COLD CALL, B-62, RM-307E EMERGENCY 10/4/12 NNMC-000 4 HVAC
B2KH5H ELECTRICAL ISSUES, BURNING SMELL, MIGHT BE A WIRE 

CATCHING FIRE
EMERGENCY 10/2/12 NNMC-000 4 ELECTRICAL

B2KKC8 CYPHER LOCK  NEEDS BATTERY CHANGED BLDG 9A RM 
3312

EMERGENCY 10/12/12 NNMC-000 1
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B2LPSS Water leaking, B-102, RMs- 107, 108 EMERGENCY 10/26/12 NNMC-102 4 PLUMBING
B2B6B5 ELEC  Power Outage EMERGENCY 3/26/12 NNMC-11 4 ELECTRICAL
B2BF7H ELEC - POWER OUTAGE - BLDG 11, RM 279 EMERGENCY 4/6/12 NNMC-11 4 ELECTRICAL
B2BH3M ELEC - NO POWER - BLDG 11, RM 182 EMERGENCY 4/9/12 NNMC-11 4 ELECTRICAL
B2GLSZ PLUM-B-11 ROOM #  BASEMENT 45A - CEILING LEAK.

EMERGENCY 7/25/12 NNMC-11 4 PLUMBING

B2H5GJ PLUM - ACTIVE CEILING LEAK - TILES BOWING - BLDG 11, 
RM 026

EMERGENCY 8/7/12 NNMC-11 4 PLUMBING

B2H7F7 HVAC-B-11 ROOM # 176 - AC UNIT ICE BUILD UP EMERGENCY 4/22/12 NNMC-11 4 HVAC
B2LC3K HOT CALL - BLDG 11, RM 45 EMERGENCY 10/22/12 NNMC-11 4 HVAC
B2LG2R HOT NETWORK CLOSET B-11 RM-277 -AH EMERGENCY 10/22/12 NNMC-11 1
B2B6RL ELEC - Power Outage EMERGENCY 3/26/12 NNMC-11 4 ELECTRICAL
B2BKNM ELEC-NEED ELECTRIC CHECKED  IN SERVER ROOM. 

CIRCUIT BREAKER KEEPS TRIPPING
EMERGENCY 4/12/12 NNMC-11 4 ELECTRICAL

B2BKNR HVAC- ENTIRE BUILDING IS TOO COLD EMERGENCY 4/12/12 NNMC-11 4 HVAC
B2BY64 ELEC - NO POWER - BLDG 11, RMS 151, 153 EMERGENCY 5/7/12 NNMC-11 4 ELECTRICAL
B2CWMZ ELEC - POWER OUTAGE - BLDG 11, RM 236

EMERGENCY 6/18/12 NNMC-11 4 ELECTRICAL

B2CWNB ELEC - POWER OUTAGE - BLDG 1, RM 11126 EMERGENCY 6/18/12 NNMC-11 4 ELECTRICAL
B2K4B5 ALARM IS SOUNDING IN COMPUTER ROOM - NNMC-11, 

RM 176
EMERGENCY 8/2/12 NNMC-11 4 ELECTRICAL

B2LTBW LEAK FROM OVERHEAD, CEILING TILES ARE BUCKLING B-
11 RM-NEAR 203 -AH

EMERGENCY 10/30/12 NNMC-11 1 PLUMBING

B2643R ELEC - POWER OUTAGE - BLDG 11, RM 245C EMERGENCY 1/4/12 NNMC-11 4 ELECTRICAL
B2785L PLUM - OVERFLOWING TOILET EMERGENCY 1/12/12 NNMC-11 4 PLUMBING
B29TTX LOCK - KEY STUCK IN LOCK EMERGENCY 3/13/12 NNMC-11 4 LOCKS
B2BH75 ELEC - NO POWER - BLDG 11, RM 161 EMERGENCY 4/9/12 NNMC-11 4 ELECTRICAL
B2BBNF ELEC - POWER OUTAGE - BLDG 11, RMS 151, 157 EMERGENCY 4/3/12 NNMC-11 4 ELECTRICAL
B2BR3F ELEC - POWER OUTAGE - BLDG 11, RM 151, 157 EMERGENCY 4/26/12 NNMC-11 4 ELECTRICAL
B2G59Y PLUM - BURST PIPE - LOTS OF WATER - BASEMENT, 

BLDG 11
EMERGENCY 7/18/12 NNMC-11 4 PLUMBING

B2HPTY PLUM-B11 ROOM # 182 - SEWAGE SMELL. EMERGENCY 8/17/12 NNMC-11 4 PLUMBING
B2HR9V ELEC-B-11 ROOM # WHOLE PUBLIC AFFAIRS OFFICE - 

SEE ROOM # 41 - POWER OUTAGE
EMERGENCY 8/20/12 NNMC-11 4 ELECTRICAL

B2JYVX PLUM - WATER FLOODING FROM MER - BLDG 10, NEAR 
EAST ELEVATORS, BASEMENT

EMERGENCY 9/19/12 NNMC-11 4 PLUMBING

B29VJD ELEC-LIGHTS OUT IN PATIENT ROOM EMERGENCY 3/14/12 NNMC-119 1 ELECTRICAL
B2JRGP HVAC-B-13 ROOM # 1304 - HOT NETWORK CLOSET EMERGENCY 5/16/12 NNMC-13 4 HVAC
B2JSNF HVAC-B-13 ROOM # 1304 - HOT NETWORK CLOSET EMERGENCY 5/17/12 NNMC-13 4 HVAC
B2H7NV HVAC-B-13 ROOM # 1304 - HOT NETWORK CLOSET EMERGENCY 4/22/12 NNMC-13 4 HVAC
B2KHHD HOT NETWORK CLOSET BLDG 13 RM 1304 EMERGENCY 5/16/12 NNMC-13 1
B2KHH6 HOT NETWORK CLOSET BLDG 13 RM 1304 EMERGENCY 5/6/12 NNMC-13 1
B2KHH7 HOT NETWORK CLOSET BLDG 13 RM 1304 EMERGENCY 5/15/12 NNMC-13 1
B2JRC3 PLUM - OVERFLOWING TOILET - FLOODED RESTROOM - 

BLDG 14, RM 141
EMERGENCY 9/5/12 NNMC-14 4 PLUMBING

B27GRR LOCK - BROKEN PUSH BAR EMERGENCY 1/20/12 NNMC-141 4 LOCKS
B27LK7 PLUM - OVERFLOWING TOILET - BLDG 141, 1ST FLOOR 

LADIES ROOM
EMERGENCY 1/27/12 NNMC-141 4 PLUMBING

B2LR46 HOT NETWORK CLOSET B-147 RM-115 -AH EMERGENCY 10/25/12 NNMC-147 1 HVAC
B2M4H9 HOT NETWORK CLOSET B-147 RM-1115 -AH EMERGENCY 11/11/12 NNMC-147 1 HVAC
B2N8NT HOT NETWORK CLOSET B-147 RM-115 -AH EMERGENCY 11/29/12 NNMC-147 1 HVAC
B2N924 HOT NETWORK CLOSET. B-147 RM-115 -AH EMERGENCY 12/2/12 NNMC-147 1 HVAC



J-1502000-05 Historical Service Orders FY12
CNIC

17 of 322

Work 
Order

Description Sub Work Type Location Priority Failure Class
Reported 

Date

B2666R HVAC - HOT NETWORK CLOSET EMERGENCY 12/30/11 NNMC-147 4 HVAC
B2666Y HVAC - HIGH TEMPERATURE BREACH EMERGENCY 1/2/12 NNMC-147 4 HVAC
B2H7R2 HVAC-B-147 ROOM # 115 - HOT NETWORK CLOSET EMERGENCY 4/26/12 NNMC-147 4 HVAC
B26J23 HVAC - HOT NETWORK CLOSET EMERGENCY 1/7/12 NNMC-147 4 HVAC
B27LGL HVAC - Too Hot EMERGENCY 1/27/12 NNMC-147 4
B27PVD ELEC - TRIPPED BREAKERS - BLDG 147, RM 116 EMERGENCY 1/31/12 NNMC-147 4 ELECTRICAL
B2B2PD HVAC-NO AIR TO CONNECTED BUILDINGS 147+239 EMERGENCY 3/20/12 NNMC-147 4 HVAC
B2BY5G PLUM-B-147 AND 239 EXTREMELY BAD ODOR CAUSED 

BY SEWAGE BACK UP.
EMERGENCY 5/7/12 NNMC-147 4 PLUMBING

B2LKG5 HOT NETWORK CLOSET B-147 RM-115 -AH EMERGENCY 10/24/12 NNMC-147 1
B26GTK HVAC - HOT NETWORK CLOSET EMERGENCY 1/7/12 NNMC-147 4 HVAC
B2KM9K NO LIGHTS B-153 ALL ROOMS EMERGENCY 10/15/12 NNMC-153 1
B2B2KG ELEC-EXTERIOR LIGHTS NOT WORKING. VERY DARK. 

SAFETY ISSUE
EMERGENCY 3/15/12 NNMC-153 4 ELECTRICAL

B2MR3Y DOOR MECHANISM IS BROKEN AND DOOR CANNOT BE 
OPENED B-153 RM-136 -AH

EMERGENCY 11/19/12 NNMC-153 1 REPAIR

B2M4TF NO HOT WATER IN FIRE HOUSE B-20 -AH EMERGENCY 11/13/12 NNMC-20 1 PLUMBING
B2MNJT NO HOT WATER IN FIRE HOUSE B-20 -AH EMERGENCY 11/14/12 NNMC-20 1 PLUMBING
B2667P NO HEAT EMERGENCY 1/1/12 NNMC-20 4 HVAC
B2B86F ELEC - GARAGE DOOR CONTROL EMERGENCY 3/29/12 NNMC-20 4
B2CLFH PLUM-Bldg. 20, Restroom. Shower head is broken and 

needs to be replaced.
EMERGENCY 6/1/12 NNMC-20 4 PLUMBING

B2CWDN PLUM-Bldg. 20, Water leak in fire station near engine 
bay.

EMERGENCY 6/15/12 NNMC-20 4 PLUMBING

B2CWDR PLUM-Bldg. 20, Firehouse. Water leak in engine bay.
EMERGENCY 6/15/12 NNMC-20 4 PLUMBING

B2CWDV PLUM-Bldg. 20. Steam release valve going off. EMERGENCY 6/15/12 NNMC-20 4 PLUMBING
B2LBTZ ACTIVE LEAK IN CONTROL ROOM B-20 CONTROL ROOM -

AH
EMERGENCY 10/21/12 NNMC-20 1

B2KK4M BAY DOOR AT FIRE HOUSE WILL NOT CLOSE BLDG 20
EMERGENCY 5/10/12 NNMC-20 1

B2LTB7 NO HOT WATER, WATER HEATER BROKEN B-20 -AH
EMERGENCY 10/30/12 NNMC-20 1 PLUMBING

B2MR42 AMBULANCE BAY DOOR NOT WORKING B-20 -AH EMERGENCY 11/19/12 NNMC-20 1 REPAIR
B27C7H HVAC- EXHAUST - COPPER AIR LINE EMERGENCY 1/18/12 NNMC-20 4 REPAIR
B2BBDL PLUM-SINK LEAKING EMERGENCY 3/31/12 NNMC-20 4 PLUMBING
B2FVLZ GENM-NEED DOOR KNOB REPLACED - SAFETY ISSUE

EMERGENCY 5/22/12 NNMC-20 1 REPAIR

B263WZ HVAC- TOO COLD EMERGENCY 1/4/12 NNMC-239 4 HVAC
B2NTJW WATER LEAK FROM UNDER SINK. FISHER HOUSE B-24 

KITCHEN
EMERGENCY 12/28/12 NNMC-24 1 PLUMBING

B2N926 LIGHT SWITCH IS HOT AND BUZZING & HUMMING B-24 
LOBBY -AH

EMERGENCY 12/1/12 NNMC-24 1 ELECTRICAL

B2667T GENM - SHOWER NOT WORKING EMERGENCY 1/6/12 NNMC-24 4 PLUMBING
B27XPJ ELEC - LIGHT OUT - BLDG 24, RM 2 EMERGENCY 2/3/12 NNMC-24 4 ELECTRICAL
B29KDS PLUM-CLOGGED TOILET EMERGENCY 3/5/12 NNMC-24 4 PLUMBING
B2BJPG PLUM - CLOGGED TOILET - BLDG 24, RM 1 EMERGENCY 4/12/12 NNMC-24 4 PLUMBING
B2BHNR ELEC/PLUM - BLDG 24, RM 1 EMERGENCY 4/10/12 NNMC-24 4 PLUMBING
B2GKJ4 LOCKS-Bldg. 24, Rm. 7. Resident locked out of room due 

to malfunctioning lock.
EMERGENCY 7/23/12 NNMC-24 4 LOCKS

B2BMNJ ELEC - LOUD HUMMING NOISE IN DOOR - BLDG 24, 
REAR KITCHEN DOOR

EMERGENCY 4/19/12 NNMC-24 4 ELECTRICAL
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B2F28S HVAC-Bldg. 24, HVAC - WHOLE DOWNSTAIRS TOO HOT.
EMERGENCY 6/28/12 NNMC-24 4 HVAC

B2H7K3 HVAC-B-24 ROOM # 1ST FLOOR - NO AC ON GROUND 
FLOOR AREA.

EMERGENCY 4/21/12 NNMC-24 4 HVAC

B2N93K TOILET COMING OFF FLOOR B-26 RM-135 -AH EMERGENCY 12/4/12 NNMC-26 1 PLUMBING
B2LPPF HVAC - TOO HOT IN ALL CLASSROOMS - RMS 111, 119, 

121, 132, 134 B-26 CHILD CARE -AH
EMERGENCY 10/24/12 NNMC-26 1 HVAC

B2N56S COLD CALL B-26 WHOLE BUILDING EMERGENCY 11/30/12 NNMC-26 1 HVAC
B29D2R HVAC-TEMPERATURE HOT EMERGENCY 3/1/12 NNMC-26 4 HVAC
B29CYF PLUM - Repair Leak EMERGENCY 2/27/12 NNMC-26 4 PLUMBING
B2B2T3 PLUM - OVERFLOWING TOILET - BLDG 26, RM 135 EMERGENCY 3/21/12 NNMC-26 4 PLUMBING
B2BDCM hvac-hot temperature EMERGENCY 4/4/12 NNMC-26 4 HVAC
B2BHTF ELEC - DOOR ALARM NOT WORKING - BLDG 26, RM 113

EMERGENCY 4/10/12 NNMC-26 4 ELECTRICAL

B2CBYM ELEC-LIGHTS OUT EMERGENCY 4/24/12 NNMC-26 2 ELECTRICAL
B2FN4H PLUM - CEILING LEAK - BLDG 26, RM 106 EMERGENCY 7/5/12 NNMC-26 4 PLUMBING
B2GJF5 HVAC - AC LEAKING THROUGH LIGHT FIXTURE - BLDG 

26, KITCHEN
EMERGENCY 7/19/12 NNMC-26 4 HVAC

B2GKHF HVAC-Bldg. 26, kitchen. No A/C in the kitchen. EMERGENCY 7/23/12 NNMC-26 4 HVAC
B2H7PS HVAC-B-26 ROOM # 142 - WALK IN FREEZER TOO 

WARM
EMERGENCY 4/26/12 NNMC-26 4 HVAC

B2JXN9 PLUM-Pipe leaking from sink, slip hazard B-26, RM 132
EMERGENCY 9/17/12 NNMC-26 4

B2KMBJ HOT CALL B-26 RM 34 EMERGENCY 10/15/12 NNMC-26 1
B2LG9F KITCHEN SINK WILL NOT TURN OFF B-26 RM-142 EMERGENCY 10/23/12 NNMC-26 1
B27L9B GENM - LEAKING DOOR - BLDG 26, RM 142 EMERGENCY 1/27/12 NNMC-26 4 REPAIR
B27LH6 HVAC - TOO HOT - BLDG 26, WHOLE BLDG EMERGENCY 1/27/12 NNMC-26 4 HVAC
B27YRY ELEC - FENCE ALARMS - BLDG 26, PLAYGROUND EMERGENCY 2/7/12 NNMC-26 4 ELECTRICAL
B29DSV LOCK - REPAIR/OPEN DOOR EMERGENCY 3/2/12 NNMC-26 4 REPAIR
B2CK5F Bldg. 26, Rm. 132, faucet is running non-stop due to 

stuck knob.
EMERGENCY 5/29/12 NNMC-26 4 PLUMBING

B2CKL3 PLUM - TOILET OVERFLOWING - BLDG 26, RM 132 EMERGENCY 5/30/12 NNMC-26 4 PLUMBING
B2CT8L PLUM-B-26 ROOM # 134 - REPAIR SINK NOT WORKING.

EMERGENCY 6/11/12 NNMC-26 4 PLUMBING

B2CWKR PLUM-Bldg. 26, Rm. 133. Sink is profusely leaking. EMERGENCY 6/18/12 NNMC-26 4 PLUMBING
B2FVKR HVAC-Bldg. 26. A/C not on in building. EMERGENCY 7/10/12 NNMC-26 4 HVAC
B2FVHD PLUM - CEILING LEAKS - TILES BULGING - BLDG 26, RMS 

137, 134, 115
EMERGENCY 7/10/12 NNMC-26 4 PLUMBING

B2GMXG PLUM-Bldg. 26, Rm. 142. KITCHEN CEILING LEAKING 
BETWEEN 2 STOVES.

EMERGENCY 7/26/12 NNMC-26 4 PLUMBING

B2GKPL PLUM/ELEC-Bldg. 26, Child Development Center, Rm. 
115 and Playground Gate. See details.

EMERGENCY 7/23/12 NNMC-26 4 PLUMBING

B2GXKC PLUM-B-26 ROOM # 132 - CLOGGED TOILET. EMERGENCY 8/2/12 NNMC-26 4 PLUMBING
B2KFFK SINK OVERFLOWING BLDG 26 RM 132 EMERGENCY 10/9/12 NNMC-26 1
B2KK4R WALK IN FREEZER TEMPERATURE IS TOO HIGH BLDG 26

EMERGENCY 5/16/12 NNMC-26 1

B2KK4T LOW WATER PRESSURE BLDG 26 RM 138 EMERGENCY 5/16/12 NNMC-26 1
B2KK4V WALK IN FREEZER TEMPERATURE IS TOO HIGH BLDG 26 

RM 142
EMERGENCY 5/29/12 NNMC-26 1

B2MNVF Toilet, B-26, RM-134 EMERGENCY 11/16/12 NNMC-26 4 PLUMBING
B2MTFC Sink, B-26, RM-125 bathroom EMERGENCY 11/27/12 NNMC-26 4 PLUMBING
B2NGSK TOILET OVERFLOWING,NNMC-26,RM 137  AH EMERGENCY 12/6/12 NNMC-26 4 PLUMBING
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B263V7 HVAC - TOO COLD EMERGENCY 1/4/12 NNMC-26 4 HVAC
B284C2 HVAC - Too Clod EMERGENCY 2/9/12 NNMC-26 4 HVAC
B293CK PLUM-WATER TOO HOT EMERGENCY 2/27/12 NNMC-26 4 PLUMBING
B293CM PLUM-WATER TOO HOT EMERGENCY 2/27/12 NNMC-26 4
B29NRD HVAC-TEMPERATURE TOO HOT EMERGENCY 3/8/12 NNMC-26 4 HVAC
B29TSD HVAC-HOT TEMPERATURE EMERGENCY 3/13/12 NNMC-26 4 HVAC
B2B7VV HVAC-HOT TEMPERATURE EMERGENCY 3/28/12 NNMC-26 4 HVAC
B2B7WB HVAC-TOO HOT IN THE ENTIRE BUILDING EMERGENCY 3/27/12 NNMC-26 4
B2BK5X ELEC - DOOR BUZZER - BLDG 26, RM 122 EMERGENCY 4/13/12 NNMC-26 4 ELECTRICAL
B2CLYN PLUM/ELEC - CDC DISPOSAL - BLDG 26, KITCHEN EMERGENCY 6/4/12 NNMC-26 4 ELECTRICAL
B2CWCS PLUM-Bldg. 26, Rm. 135. Ceiling leak. EMERGENCY 6/15/12 NNMC-26 4 PLUMBING
B2CWDJ PLUM-Bldg. 26, Rm. 135. Ceiling leak. EMERGENCY 6/15/12 NNMC-26 4 PLUMBING
B2JTN3 KITCHEN CEILING LEAKING BETWEEN 2 STOVES - NNMC-

26, RM 142
EMERGENCY 9/8/12 NNMC-26 4

B2KFFP SINK OVERFLOWING BLDG 26 RM 132 EMERGENCY 10/9/12 NNMC-26 1
B2L2RN HOT CALL B-26 DAY CARE -AH EMERGENCY 10/19/12 NNMC-26 1
B2KXVN COLD CALL B-26 RM-DAYCARE EMERGENCY 10/17/12 NNMC-26 1
B2LND9 PROBE IN PREMIUM GAS TANK NOT WORKING - BLDG 

31
EMERGENCY 10/25/12 NNMC-31 3

PETROLEUM_FAC
S

B2B2DJ PLUM - NO WATER - BLDG 31, OUTSIDE SPIGOT EMERGENCY 3/21/12 NNMC-31 4 PLUMBING
B2JZGG ELEC - BREAKER KEEPS TRIPPING. PLEASE INVESTIGATE B-

31
EMERGENCY 6/12/12 NNMC-31 1 ELECTRICAL

B2B2S3 GENM-WATER COMING THROUGH BACK DOOR EMERGENCY 3/20/12 NNMC-31 4 REPAIR
B2K5SS CEILING TILE ABOUT TO COLLAPSE - TILE BULGING - 

BLDG 31, LADIES RESTROOM
EMERGENCY 10/2/12 NNMC-31 4 PLUMBING

B2N8C8 PLUM - SHOWER NEEDS RE - CAULKING B-50 RM-112 -
WWP

EMERGENCY 9/24/12 NNMC-50 1 PLUMBING

B2LZN8 ELECTRICAL OUTLET NEEDS COVER B-50 RM-STORAGE 
RM -WWP

EMERGENCY 11/5/12 NNMC-50 1 ELECTRICAL

B2MS48 PLUM - SHOWER IS NOT DRAINING B-50 RM-122 -WWP
EMERGENCY 3/21/12 NNMC-50 1 PLUMBING

B2N8X2 SHOWER DRAIN IS DRAININD VERY SLOW B-50 RM-120 -
WWP

EMERGENCY 10/1/12 NNMC-50 1 PLUMBING

B2N8BR AIR FILTERS NEED TO BE CHANGED B-50 RM-225 -WWP
EMERGENCY 9/7/12 NNMC-50 1 HVAC

B2MS3M HANDICAPP DOORS DOESNT OPEN TO AUTOMATIC 
BUTTON THAT GOES INTO THE COURTYARD B-50 -WWP EMERGENCY 2/7/12 NNMC-50 1 ELECTRICAL

B2MS3R HANDICAP BUTTON NOT WORKING ON LOBBY DOORS B-
50 RM-LOBBY -WWP

EMERGENCY 3/1/12 NNMC-50 1 ELECTRICAL

B2MS3K SHOWER HEAD IS HANGING OFF B-50 RM-130 -WWP
EMERGENCY 1/11/12 NNMC-50 1 PLUMBING

B2MS3P TOILET SEAT BROKEN B-50 RM-112 -WWP EMERGENCY 2/21/12 NNMC-50 1 PLUMBING
B2MS3T TOILET IS OUT OF SERVICE B-50 RM-120 -WWP EMERGENCY 3/1/12 NNMC-50 1 PLUMBING
B2MSCL LOW WATER PRESSURE IN TOILET B-50 RM-212 -WWP

EMERGENCY 5/18/12 NNMC-50 1 PLUMBING

B2MSCM PLUM - SHOWER STRIP NEEDS TO BE REPLACE AND 
ALSO NEEDS AN AIR FILTER B-50 RM-123 -WWP

EMERGENCY 5/18/12 NNMC-50 1 PLUMBING

B2MSD4 PLUM/HVAC - RM 310 SHOWER STRIPS NEEDS TO BE 
REPLACED AND A/C BLOWING HOT AIR B-50 -WWP EMERGENCY 11/26/12 NNMC-50 1 PLUMBING
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B2MSCK SHOWER NOZZLE HOLDER IS BROKEN B-50 RM--223 -
WWP

EMERGENCY 5/14/12 NNMC-50 1 PLUMBING

B2MSDY SHOWERHEAD BROKEN B-50 RM-221A -WWP EMERGENCY 5/31/12 NNMC-50 1 PLUMBING
B2N563 BATHROOM TOILET SEAT IS LOOSE AND NEEDS TO BE 

TIGHTENED B-50 RM-107 -WWP
EMERGENCY 8/24/12 NNMC-50 1 PLUMBING

B2N564 ICE MACHINE IN LOBBY NEEDS FILTER REPLACED B-50 -
WWP

EMERGENCY 8/24/12 NNMC-50 1 PLUMBING

B2N55C TOILET STOPPED UP B-50 RM-322 -WWP EMERGENCY 7/27/12 NNMC-50 1 PLUMBING
B2N55G SHOWER HEAD NEEDS TO BE REPLACED B-50 RM-209B -

WWP
EMERGENCY 8/1/12 NNMC-50 1 PLUMBING

B2N8BX TOILET LEAKING FROM FLUSH VALVE B-50 LOBBY -WWP
EMERGENCY 9/14/12 NNMC-50 1 PLUMBING

B2N8BS ICE MACHINE LEAKING AND WONT DRAIN PROPERLY B-
50 LOBBY -WWP

EMERGENCY 9/10/12 NNMC-50 1 PLUMBING

B2N8BT ICE MACHINE LEAKING WATER, NOT DRAINING 
PROPERLY B-50 -WWP

EMERGENCY 9/12/12 NNMC-50 1 PLUMBING

B2N8CF ELEC - LIGHT OUT OVER BATHROOM SINK B-50 RM-304 -
WWP

EMERGENCY 8/7/12 NNMC-50 1 ELECTRICAL

B2N8CG PLUM - TOILET SEAT IS LOOSE B-50 RM-204 -WWP EMERGENCY 8/7/12 NNMC-50 1 PLUMBING
B2NHHF TOILET KEEPS RUNNING B-50 RM-322B -WWP EMERGENCY 12/10/12 NNMC-50 1 PLUMBING
B2NNSY LEAK BY SHOWER SEAL B-62 RM-B204E -WWP EMERGENCY 12/14/12 NNMC-50 1 PLUMBING
B2N55X HVAC - A/C IS MAKING A LOOD NOISE B-50 RM-332 -

WWP
EMERGENCY 8/16/12 NNMC-50 1 HVAC

B2N55Y AC MAKING NOISE B-50 RM-326 -WWP EMERGENCY 8/16/12 NNMC-50 1 HVAC
B2N8BM AC NOT WORKING B-50 RM-225 -WWP EMERGENCY 9/6/12 NNMC-50 1 HVAC
B2N97T IN LOBBY THE ICE MACHINE IS NOT DRAINING -WWP

EMERGENCY 12/5/12 NNMC-50 4 APPLIANCE

B2MPNB EMERGENCY LIGHTS NOT WORKING B-50 A WING -WWP
EMERGENCY 8/23/12 NNMC-50 1 ELECTRICAL

B2N55N BALCONY LIGHTS ON 2ND AND 3RD FL NEED TO BE 
REPLACED B-50 BALCONY -WWP

EMERGENCY 8/10/12 NNMC-50 1 ELECTRICAL

B2LTXK OVERHEAD LIGHT WON'T CUT OFF AND BATHROOM 
LIGHT NEEDS CHANGING B-50 RM-332A -AH EMERGENCY 10/27/12 NNMC-50 1 ELECTRICAL

B2MNT7 OVERHEAD LIGHTS OUT IN 1ST FLR LOBBY, RM 218 AND 
314 B-50 -WWP

EMERGENCY 11/16/12 NNMC-50 1 ELECTRICAL

B2MPG4 LIGHTS OUT IN 1ST FLR LAUNDRY ROOM AND BEHIND 
FRONT DESK B-50 -WWP

EMERGENCY 11/16/12 NNMC-50 1 ELECTRICAL

B2MPG8 LIGHT ABOVE SINK IS BLOWN B-50 RM-311 -WWP EMERGENCY 11/16/12 NNMC-50 1 ELECTRICAL
B2MPMJ ENTRY LIGHT TO ROOM IS BLOWN B-50 RM-234 -WWP

EMERGENCY 5/2/12 NNMC-50 1 ELECTRICAL

B2MPMK BATHROOM LIGHT IS OUT B-50 RM-127 -WWP
EMERGENCY 5/10/12 NNMC-50 1 ELECTRICAL

B2MPMM OVERHEAD LIGHT HAS BULB THAT IS BLOWN B-50 RM-
318 -WWP

EMERGENCY 5/21/12 NNMC-50 1 ELECTRICAL

B2MPN5 FLOOR LIGHTS IN THE COMMON AREA ARE BURNT OUT 
B-50 LOBBY -WWP

EMERGENCY 8/14/12 NNMC-50 1 ELECTRICAL

B2MPMV LIGHT OUT BY ELEVATOR B-50 B WING -WWP
EMERGENCY 7/19/12 NNMC-50 1 ELECTRICAL

B2MPNC REPLACE 1 BURNT OUT LIGHT BULB B-50 RM-209 -WWP
EMERGENCY 8/23/12 NNMC-50 1 ELECTRICAL
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B2MPNL CHECK THE LIGHT SWITCH BETWEEN ROOMS 307 AND 
309- NOT WORKING B-50 -WWP

EMERGENCY 10/17/12 NNMC-50 1 ELECTRICAL

B2MS3N A WING LIGHTS ARE OUT B-50 HALLWAY -WWP EMERGENCY 2/21/12 NNMC-50 1 ELECTRICAL
B2MS44 BATHROOM LIGHT IS OUT B-50 RM-305 -WWP EMERGENCY 3/7/12 NNMC-50 1 ELECTRICAL
B2MS47 BATHROOM LIGHT IS OUT B-50 RM-202 -WWP EMERGENCY 3/9/12 NNMC-50 1 ELECTRICAL
B2MS49 BULB OUT BY BED B-50 RM-119 -WWP EMERGENCY 4/5/12 NNMC-50 1 ELECTRICAL
B2MS4C LIGHTS ARE OUT B-50 RM-117 -WWP EMERGENCY 4/6/12 NNMC-50 1 ELECTRICAL
B2MYK7 THE LIGHTS ARE OUT IN HALLWAY IN THE A WING B-50 

HALLWAY -WWP
EMERGENCY 11/27/12 NNMC-50 1 ELECTRICAL

B2MSDC OVERHEAD LIGHT IS OUT IN ENTRY B-50 RM-211B -
WWP

EMERGENCY 5/21/12 NNMC-50 1 ELECTRICAL

B2MSCH 2 LIGHTS BURNT OUT IN HALLWAY B-50 -WWP EMERGENCY 5/1/12 NNMC-50 1 ELECTRICAL
B2MSDN OVERHEAD LIGHT IS OUT. ALSO NEEDS COVER B-50 RM-

303B -WWP
EMERGENCY 5/29/12 NNMC-50 1 ELECTRICAL

B2MSDP NO LIGHTS B-50 RM-124A -WWP EMERGENCY 5/29/12 NNMC-50 1 ELECTRICAL
B2MSDX LIGHT OVER SINK IS OUT B-50 RM-130A -WWP EMERGENCY 5/31/12 NNMC-50 1 ELECTRICAL
B2MSY7 OVERHEAD LIGHT / NEED TO BE REPLACED B-50 RM-111 

-WWP
EMERGENCY 6/13/12 NNMC-50 1 ELECTRICAL

B2MSY9 LIGHT BLOWN ABOVE SINK B-50 RM-306 -WWP EMERGENCY 6/18/12 NNMC-50 1 ELECTRICAL
B2MSRV ONE LIGHT OUT IN LOBBY B-50 LOBBY -WWP EMERGENCY 6/12/12 NNMC-50 1 ELECTRICAL
B2N562 ELEC - LIGHT BULB NEEDS TO BE CHANGED B-50 RM-321 

-WWP
EMERGENCY 8/23/12 NNMC-50 1 ELECTRICAL

B2N55P LIGHT IS FLICKERING B-50 RM-119 -WWP EMERGENCY 8/14/12 NNMC-50 1 ELECTRICAL
B2N8BV LIGHT BULB REPLACEMENT B-50 RM-200 -WWP EMERGENCY 9/12/12 NNMC-50 1 ELECTRICAL
B2N8BP LIGHT ABOVE SINK ISNT WORKING B-50 RM-225 -WWP

EMERGENCY 9/6/12 NNMC-50 1 ELECTRICAL

B2N8X4 LOBBY BATHROOM OVER HEAD LIGHT OUT B-50 -WWP
EMERGENCY 10/12/12 NNMC-50 1 ELECTRICAL

B2N8X7 ELEC - OVERHEAD LIGHT IS BLOWN OUT OVER HEAD 
BOARD. B-50 RM-243 -WWP

EMERGENCY 10/24/12 NNMC-50 1 ELECTRICAL

B2NKW6 OVERHEAD LIGHT OUT IN PATIENT ROOM B-50 RM-223 -
AH

EMERGENCY 12/13/12 NNMC-50 1 ELECTRICAL

B2NNSW ELEC - BLOWN LIGHTS ON 1ST FLR (LOBBY) ALSO 
BLOWN LIGHTS ON 3RD FLR A WING B-50 -WWP

EMERGENCY 12/14/12 NNMC-50 1 ELECTRICAL

B2MS4F HOLE IN WALL IN BEDROOM B-50 RM-109 -WWP EMERGENCY 4/9/12 NNMC-50 1 FCA_PAINT
B2N8X6 PATCH AND PAINT - REPLACE DOOR STOP - PAINT 

BEHINF DOOR WHERE THERE IS A HOLE B-50 RM-209 B 
WING -WWP

EMERGENCY 10/19/12 NNMC-50 1 FCA_PAINT

B2N8BY PLUM - LOW WATER PRESSURE IN BATHROOM B-50 RM-
227 -WWP

EMERGENCY 9/19/12 NNMC-50 1 PLUMBING

B2N8C2 IN RM 301 SHOWER HOSE IS SHAKING REALLY BAD AND 
WATER TEMP IS LOW B-50 RM-301 -WWP

EMERGENCY 9/24/12 NNMC-50 1 PLUMBING

B2MPNF POWER IS OUT B-50 RM-129 -WWP EMERGENCY 8/30/12 NNMC-50 1 ELECTRICAL
B2MPMX LOSS OF POWER TO OUTLETS B-50 RM-325 -WWP

EMERGENCY 7/23/12 NNMC-50 1 ELECTRICAL

B2N55H LOSS OF POWER B-50 RM-324 -WWP EMERGENCY 8/3/12 NNMC-50 1 ELECTRICAL
B2N55L THERE ARE SOME POWER OUTLETS IN THESE ROOMS 

105,103 A-WING THAT DOES NOT HAVE POWER B-50 -
WWP

EMERGENCY 8/8/12 NNMC-50 1 ELECTRICAL

B2MSCJ LOCK - DOOR WON'T LOCK B-50 RM-306 -WWP EMERGENCY 5/10/12 NNMC-50 1 LOCKS
B2M2VW NO HEAT IN THESE ROOMS 105 AND 123 IN B WING B-

50 -WWP
EMERGENCY 11/6/12 NNMC-50 1 HVAC
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B2M3WJ NO HEAT B-50 RM-216 -WWP EMERGENCY 11/8/12 NNMC-50 1 HVAC
B2M398 NO HEAT IN THESE RMS 

216,217,218,220,225,229,233,235,316,319,328,335,301
,308,309,303 B-50 -WWP

EMERGENCY 11/8/12 NNMC-50 1 HVAC

B2M3XG NO HEAT 316,320,321,303,305 - IN RMS 301, 335  HEAT 
IS MAKING NOISE WHEN TURNED ON B-50 RM-VARIOUS 
-WWP

EMERGENCY 11/8/12 NNMC-50 1 HVAC

B2M4RP NO HEAT B-50 RM-216 -WWP EMERGENCY 11/9/12 NNMC-50 1 HVAC
B2M4RT TURN UNIT BACK ON B-50 RM-216 -WWP EMERGENCY 11/9/12 NNMC-50 1 HVAC
B2MPMN A/C IS NOT WORKING PROPERLY B-50 RM-MAIN LOBBY -

WWP
EMERGENCY 6/20/12 NNMC-50 1 HVAC

B2MPNH A/C THERMOSTAT IS NOT WORKING B-50 RM-310 -
WWP

EMERGENCY 9/11/12 NNMC-50 1 HVAC

B2MPNJ T-STAT SAYS 92 DEGREES- TOO HOT B-50 RM-310 -WWP
EMERGENCY 9/20/12 NNMC-50 1 HVAC

B2MS3L TEMP GOES UP AND DOWN B-50 RM-317 -WWP EMERGENCY 1/17/12 NNMC-50 1 HVAC
B2MSCD AC NOT WORKING B-50 RM-310 3RD FLOOR -WWP EMERGENCY 4/9/12 NNMC-50 1 HVAC
B2MSZX AC NOT WORKING B-50 RM-306B -WWP EMERGENCY 7/27/12 NNMC-50 1 HVAC
B2MSDH AC NOT WORKING B-50 RM-212 -WWP EMERGENCY 5/25/12 NNMC-50 1 HVAC
B2MSDJ AC NOT WORKING B-50 RM-104B & 335A -WWP EMERGENCY 5/29/12 NNMC-50 1 HVAC
B2MSDS AC NOT WORKING B-50 LOBBY -WWP EMERGENCY 5/29/12 NNMC-50 1 HVAC
B2MSDV TOO HOT B-50 RM- MANAGERS OFFICE -WWP EMERGENCY 5/30/12 NNMC-50 1 HVAC
B2MSY8 A/C NOT WORKING PROPERLY B-50 RM-306 -WWP EMERGENCY 6/15/12 NNMC-50 1 HVAC
B2MSRR A/C IS MAKING A LOUD NOISE B-50 ROOMS 324,326 -

WWP
EMERGENCY 6/6/12 NNMC-50 1 HVAC

B2MSRT AC NOT WORKING B-50 RM- 124A -WWP EMERGENCY 6/12/12 NNMC-50 1 HVAC
B2MSX4 WWP- ROOM IS TOO COLD & BATHROOM SINK NEEDS 

RELAMPING B-50 RM-220 -WWP
EMERGENCY 11/25/12 NNMC-50 1 HVAC

B2N55W A/C IS NOT WORKING B-50 RM-225 -WWP EMERGENCY 8/15/12 NNMC-50 1 HVAC
B2N55D AC NOT WORKING B-50 RM-309B -WWP EMERGENCY 7/30/12 NNMC-50 1 HVAC
B2N55F TOO HOT IN ROOMS B-50 RM-307 -WWP EMERGENCY 7/30/12 NNMC-50 1 HVAC
B2N55K HVAC - A/C IS NOT WORKING B-50 RM-234A -WWP

EMERGENCY 8/8/12 NNMC-50 1 HVAC

B2N55S AC, NOT WORKING IN RM 225, VACUUM VENT 
HANGING IN RM 235, EXIT LIGHT HANGING BY WIRE ON 
2ND FL B-50 RM-225 & 235 -WWP

EMERGENCY 8/14/12 NNMC-50 1 HVAC

B2N55T AC NOT WORKING B-50 RM-123 -WWP EMERGENCY 8/14/12 NNMC-50 1 HVAC
B2N8CB NO HEAT B-50 RM-106 -WWP EMERGENCY 9/27/12 NNMC-50 1 HVAC
B2N8X9 HEAT NOT WORKING B-50 RM-215 -WWP EMERGENCY 11/1/12 NNMC-50 1 HVAC
B26G65 OUTLETS NOT WORKING EMERGENCY 1/9/12 NNMC-50 1
B26GJT COOL AIR BLOWING FROM UNIT EMERGENCY 1/3/12 NNMC-50 1
B2669Y PLUM - Clogged Toilet EMERGENCY 1/4/12 NNMC-50 1
B266B6 Lights out in room EMERGENCY 1/4/12 NNMC-50 1
B266BC Door opener does not work EMERGENCY 1/4/12 NNMC-50 1
B27JHX ELEC - No power EMERGENCY 1/23/12 NNMC-50 1
B27XXZ SHOWER HEAD IS BROKEN EMERGENCY 1/31/12 NNMC-50 1
B27XM6 HEATER BLOWING COLD AIR EMERGENCY 1/30/12 NNMC-50 1
B27XMB NO HEAT EMERGENCY 1/30/12 NNMC-50 1
B28RNG ELEC-POWER OUTAGE EMERGENCY 2/23/12 NNMC-50 1
B29CMH ELEC-NO POWER EMERGENCY 2/24/12 NNMC-50 1
B29M9Y NO POWER TO OUTLETS EMERGENCY 2/28/12 NNMC-50 1
B29M9Z VENTS BLOWING HOT AIR EMERGENCY 2/28/12 NNMC-50 1
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B29TKY POWER OUTAGE EMERGENCY 3/3/12 NNMC-50 1
B2BF7K GENM-NEED SCREW FOR AN ARMOUR DOOR EMERGENCY 3/20/12 NNMC-50 4 REPAIR
B2BF7N ELEC-NO POWER IN PATIENTS ROOM EMERGENCY 3/20/12 NNMC-50 4
B2BP5Y ELEC-NEED BULBS CHANGED IN LOBBY EMERGENCY 4/12/12 NNMC-50 4 ELECTRICAL
B2C4Y7 ICE MACHINE IS LEAKING WATER ALL OVER THE FLOOR

EMERGENCY 4/30/12 NNMC-50 4 PLUMBING

B2C4YB POWER OUTAGE EMERGENCY 4/30/12 NNMC-50 4 ELECTRICAL
B2C4YD REATTACH SHOWER HOSE EMERGENCY 4/30/12 NNMC-50 4 PLUMBING
B2CCSP Entry light to room is blown out. BLDG 50 EMERGENCY 5/2/12 NNMC-50 2 ELECTRICAL
B2CLP5 GENM-DOOR WILL NOT LOCK EMERGENCY 5/16/12 NNMC-50 4 REPAIR
B2CYYY HVAC-Bldg. 50, Rm. 216A. A/C not working. EMERGENCY 6/21/12 NNMC-50 4 HVAC
B2CYZ2 ELEC-Bldg. 50, front door. Handicapped push button 

does not work.
EMERGENCY 6/21/12 NNMC-50 4 ELECTRICAL

B2CYZ7 ELEC-Bldg. 50, Rm. 114. Check outlets, TV not working.
EMERGENCY 6/21/12 NNMC-50 4 ELECTRICAL

B2K55F NEED MECHANICAL ROOM DOOR OPENED FOR 
ELEVATOR DISPATCHER BLDG 50

EMERGENCY 9/28/12 NNMC-50 1

B2K55G GENM - NEED SAFE OPENED BLDG. 62 EMERGENCY 9/28/12 NNMC-50 1
B2KPLZ TEMPERATURE IN ROOM TOO COLD EMERGENCY 10/13/12 NNMC-50 4 HVAC
B2M2XZ NO HEAT B-50 RM-307 -WWP EMERGENCY 11/6/12 NNMC-50 1
B2LZKS ELEC - OUTLET IS NOT WORKING POC THINKS IT MAY BE 

TRIPPED B-50 RM-107 -WWP
EMERGENCY 11/6/12 NNMC-50 1 ELECTRICAL

B27PRF Lights won't come on EMERGENCY 1/24/12 NNMC-50 1
B27PS3 Heat not working EMERGENCY 1/25/12 NNMC-50 1
B27R45 ELEC - NO ELECTRICAL INSTALLATION EMERGENCY 1/25/12 NNMC-50 1
B288DJ HEATER NOT WORKING PROPERLY. ROOM IS TOO COLD

EMERGENCY 2/6/12 NNMC-50 1

B2BFB6 HVAC-IN RM 111 LONG LIGHT FIXTURE WENT OUT AND 
A/C IS MAKING NOISE AND IN ROOM 112 DOOR 
HANDLE IS LOOSE AND CUSTOMER CAN'T READ THE 
PANEL ON THE A/C

EMERGENCY 3/18/12 NNMC-50 4 HVAC

B2BFB7 ELEC-NO POWER IN PATIENTS ROOM EMERGENCY 3/19/12 NNMC-50 4 ELECTRICAL
B2BFBF LOCK-STORAGE DOOR HAS BEEN LOCKED BY EMCOR 

EMPLOYEE. NEED IT OPENED
EMERGENCY 3/26/12 NNMC-50 4 LOCKS

B2BFGH ELEC-OVERHEAD LIGHT IS BLOWN EMERGENCY 3/22/12 NNMC-50 4 ELECTRICAL
B2BFGK ELEC-FLOURESCENT LIGHT IS BLOWN EMERGENCY 3/22/12 NNMC-50 4 ELECTRICAL
B2BLZF HVAC-AIR FILTERS NEED TO BE CHANGED EMERGENCY 4/16/12 NNMC-50 HVAC
B2BLZN ELEC-LIGHTS OUT ABOVE SINK EMERGENCY 4/16/12 NNMC-50 ELECTRICAL
B2BM9X HVAC-A/C NOT WORKING EMERGENCY 4/17/12 NNMC-50 4 HVAC
B2BM9Z HVAC-NO A/C EMERGENCY 4/17/12 NNMC-50 4 HVAC
B2BWC2 ELEC-6 BLOWN OVERHEAD LIGHTS EMERGENCY 4/20/12 NNMC-50 ELECTRICAL
B2C57X 6 BLOWN OVERHEAD LIGHTS EMERGENCY 4/20/12 NNMC-50 4 ELECTRICAL
B2C585 A/C NOT WORKING EMERGENCY 4/25/12 NNMC-50 4 HVAC
B2C58B OVERHEAD LIGHT IS OUT EMERGENCY 4/26/12 NNMC-50 4 ELECTRICAL
B2C58K HANDICAP DOORS NOT WORKING EMERGENCY 4/26/12 NNMC-50 4 ELECTRICAL
B2CMBT ELEC-B-50 ROOM # 303B REPAIR/REPLACE OVERHEAD 

LIGHT AND COVER
EMERGENCY 5/29/12 NNMC-50 4 ELECTRICAL

B2CMBV B-50 ROOM # 124A - REPLACE BURNED OUT OVERHEAL 
LIGHT AND COVER.

EMERGENCY 5/29/12 NNMC-50 4 ELECTRICAL

B2CNCH OVERHEAD LIGHT HAS BULB THAT IS BLOWN EMERGENCY 5/22/12 NNMC-50 4 ELECTRICAL
B2CMC8 B-50 ROOM # 333A - REPLACE BURNED OUT OVERHEAL 

LIGHT AND REPAIR DOOR STOPPER.
EMERGENCY 6/1/12 NNMC-50 4 REPAIR
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B2CMCB PLUM-B-50 ROOM # LOBBY 1ST FLOOR - REPAIR ICE 
MACHINE LEAK.

EMERGENCY 6/2/12 NNMC-50 4 PLUMBING

B2KBCC SHOWER DRAIN IS DRAINING VERY SLOW BLDG 50 RM 
120

EMERGENCY 10/1/12 NNMC-50 1

B2M3PY OVER HEAD LIGHT BLOWN OUT IN RM 314 - RM 218 
OVER HEAD LIGHT ABOVE SINK IS OUT B-50 -WWP EMERGENCY 11/7/12 NNMC-50 1 ELECTRICAL

B2M3R4 PATCH AND PAINT WHOLE IN THE WALL B-50 RM-104 -
WWP

EMERGENCY 11/9/12 NNMC-50 1 REPAIR

B2M4RF NO HOT WATER B-50 RM-303 -WWP EMERGENCY 11/9/12 NNMC-50 1 PLUMBING
B2MPML NAME PLAQUE FELL OFF WALL. REPAIR WITH DOUBLE 

SIDED TAPE B-60 RM-123 -WWP
EMERGENCY 5/11/12 NNMC-50 1 REPAIR

B2MPN6 NEED A HANDRAIL INSTALL IN BATHROOM AREA B-50 
RM-225 -WWP

EMERGENCY 8/16/12 NNMC-50 1 REPAIR

B2MPN7 TOILET SEAT IS NOT CONNECTED TO THE TOILET AND 
THE LIGHT OVER THE SINK IS OUT B-50 RM-225 -WWP EMERGENCY 8/16/12 NNMC-50 1 PLUMBING

B2MPN8 REPAIR BROKEN SHOWER SEAL AT THE BOTTOM OF 
SHOWER IN ROOMS B-50 RM-203 -WWP

EMERGENCY 8/23/12 NNMC-50 1 REPAIR

B2MPN9 REPAIR HOLES IN WALL BEHIND DOOR B-50 RM-234 -
WWP

EMERGENCY 8/23/12 NNMC-50 1 REPAIR

B2MPMP FIRE EXTINGUISHER BACK BOARD NEEDED B-50 -WWP
EMERGENCY 7/6/12 NNMC-50 1 REPAIR

B2MPMR BLACK MOLD ON AIR VENTS B-50 RM-216B -WWP
EMERGENCY 7/16/12 NNMC-50 1 REPAIR

B2MPMT NEED FIRE EXTINGUISHER REMOUNTED B-50 HALLWAY -
WWP

EMERGENCY 7/16/12 NNMC-50 1 REPAIR

B2MPM
W

NEED TV MOUNTED ON WALL (CUSTOMER HAS 
BRACKETS) B-50 RM-100 -WWP

EMERGENCY 7/19/12 NNMC-50 1 REPAIR

B2MPNG WATER PRESSURE TOO LOW B-50 RM-334 -WWP EMERGENCY 9/5/12 NNMC-50 1 PLUMBING
B2MPNK DOOR WON'T CLOSE B-50 RM-308 -WWP EMERGENCY 9/27/12 NNMC-50 1 REPAIR
B2MPMY ICE MACHINE IS LEAKING B-50 LOBBY -WWP EMERGENCY 7/26/12 NNMC-50 1 PLUMBING
B2MPMZ BATHROOM NEEDS LOCK REPAIRED. SCREW IS MISSING 

B-50 LOBBY -WWP
EMERGENCY 7/31/12 NNMC-50 1 LOCKS

B2MPN2 REMOVE GLASS PLAQUES FROM JANITOR CLOSET 
DOORS. REPAINT DOORS B-50 A&B WING -WWP

EMERGENCY 8/2/12 NNMC-50 1 REPAIR

B2MPN3 AIR VENT IS NOT SECURED TO CEILING B-50 RM0115A -
WWP

EMERGENCY 8/2/12 NNMC-50 1 REPAIR

B2MPN4 NEED TO HAVE DOOR SWEEPS INSTALLED ON DOORS TO 
KEEP BUGS OUT B-50 A&B WING -WWP

EMERGENCY 8/9/12 NNMC-50 1 REPAIR

B2MS3G RM 119 WALL DRAWER DOOR NEEDS TO BE ALINGNED 
B-50 RM-119 -WWP

EMERGENCY 5/18/12 NNMC-50 1 REPAIR

B2MSYZ 2 LIGHTS OUT IN HALLWAY B-50 A WING -WWP EMERGENCY 7/11/12 NNMC-50 1 ELECTRICAL
B2MSZ2 TV NEEDS TO BE REMOUNTED B-50 RM-101B -WWP

EMERGENCY 7/11/12 NNMC-50 1 REPAIR

B2MSZ4 ICE MACHINE NEEDS REPAIR. BEING HELD TOGETHER BY 
DUCT TAPE BUT FRONT IS FALLING TO FLOOR B-50 
LOBBY -WWP

EMERGENCY 7/12/12 NNMC-50 1 PLUMBING

B2MSZ5 SHOWER HEAD NEEDS TO BE REPLACED B-50 RM-106B -
WWP

EMERGENCY 7/13/12 NNMC-50 1 PLUMBING

B2MSZ6 AC COMPRESSOR MAKING NOISE B-50 RM-309 -WWP
EMERGENCY 7/13/12 NNMC-50 1
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B2MSZ7 PLUM - SHOWER HANDLE IS LOOSE B-50 RM-106 -WWP
EMERGENCY 7/13/12 NNMC-50 1 PLUMBING

B2MSZ9 LIGHT FLICKERING B-50 FRONT ENTRANCE -WWP EMERGENCY 7/16/12 NNMC-50 1
B2MSZB CEILING PANEL NEEDS TO BE RE MOUNTED BACK ON 

CEILING B-50 B WING -WWP
EMERGENCY 7/18/12 NNMC-50 1 REPAIR

B2MSZC NEED ADMINISTRATIVE WHITE BORAD HUNG ON WALL 
B-50 RM-101 -WWP

EMERGENCY 7/18/12 NNMC-50 1 REPAIR

B2MSZD LEAKING CEILING IN BATHROOM B-50 RM-125 -WWP
EMERGENCY 7/19/12 NNMC-50 1

B2MSZG WALL LIGHT OUT B-50 HALLWAY NEAR RM 202B -WWP
EMERGENCY 7/23/12 NNMC-50 1 ELECTRICAL

B2MSCC EXIT DOOR B WING NEXT TO ELEVATOR MAKING LOUD 
NOISE WHEN YOU OPEN AND CLOSE B-50 3RD FLOOR -
WWP

EMERGENCY 4/9/12 NNMC-50 1 REPAIR

B2MSZR INVESTIGATE LADDER OFF 3RD FL B WING B-50 -WWP
EMERGENCY 7/23/12 NNMC-50 1 REPAIR

B2MSZS MOLD IN ROOM B-50 RM-115E -WWP EMERGENCY 7/26/12 NNMC-50 1 REPAIR
B2MSD5 RM 320, RUG IS A TRIP HAZARD B-50 -WWP EMERGENCY 5/18/12 NNMC-50 1 REPAIR
B2MSD6 DOOR HANDLE FELL OFF DOOR ENTRANCE B-50 RM-206 -

WWP
EMERGENCY 5/21/12 NNMC-50 1 REPAIR

B2MSD8 RUBBER STRIP AROUND SHOWER COMING OFF B-50 RM-
208 -WWP

EMERGENCY 5/21/12 NNMC-50 1 REPAIR

B2MSDB AC NOT WORKING, SHOWER STRIPS NEED REPLACING B-
50 RM-202B -WWP

EMERGENCY 5/21/12 NNMC-50 1 REPAIR

B2MSDF CALL BELL SYSTEM NOT WORKING B-50 FRONT DESK -
WWP

EMERGENCY 5/21/12 NNMC-50 1 ELECTRICAL

B2MSDG EXIT DOOR IS SQUEELING AND DISTURBING OCCUPPANT 
IN RM 318 OF THE "A" WING B-50 RM-318 -WWP EMERGENCY 5/21/12 NNMC-50 1 REPAIR

B2MSCG ELEC - NEEDS TO BE OPEN IN B - WING IN BLDG 50 ON 
1ST FLR B-50 -WWP

EMERGENCY 4/20/12 NNMC-50 1 ELECTRICAL

B2MSDL OUTSIDE EXIT DOOR ON 3RD FL B WING DOOR IS HATD 
TO OPEN B-50 B WING -WWP

EMERGENCY 5/29/12 NNMC-50 1 REPAIR

B2MSDZ CAN'T GET INTO SAFE B-50 RM-333A -WWP EMERGENCY 6/1/12 NNMC-50 1 LOCKS
B2MSY6 EXIT DOOR 3RD FL B WING IS HARD TO OPEN. HANDLE 

NOT WORKING RIGHT B-50 -WWP
EMERGENCY 6/12/12 NNMC-50 1 REPAIR

B2MSYB AIR FILTERS NEED TO BE CHANGED B-50 1ST FLR -WWP
EMERGENCY 6/19/12 NNMC-50 1 HVAC

B2MSYC AC NOT WORKING B-50 RM-216A -WWP EMERGENCY 6/20/12 NNMC-50 1 HVAC
B2MSRL DOOR HANDLE NOT WORKING B-50 RM- EXIT DOOR A 

WING -WWP
EMERGENCY 6/4/12 NNMC-50 1 REPAIR

B2MSRP LANDING IS MISSING CONCRETE B-50 RM-LANDING 
OUTSIDE EXIT DOOR A WING STAIRS -WWP EMERGENCY 6/4/12 NNMC-50 1 REPAIR

B2MSYD CHECK OUTLETS BECAUSE TV IS NOT WORKING B-50 RM-
114 -WWP

EMERGENCY 6/20/12 NNMC-50 1 ELECTRICAL

B2MSYH BREAKER KEEPS TRIPPING B-50 RM-114 -WWP EMERGENCY 6/25/12 NNMC-50 1 ELECTRICAL
B2MSYF DRESSER DRAWERS NEED TO BE ALLIGNED B-50 RM-

102A -WWP
EMERGENCY 6/22/12 NNMC-50 1

B2MSYG A/C UNIT MAKES LOUD RATTLING NOISE WHEN 
ACTIVATED. B-50 RM-309 -WWP

EMERGENCY 6/24/12 NNMC-50 1 HVAC
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B2MSYJ TOILET SEAT IS BROKEN IN ADJOINING BATHROOM B-50 
RM-102 & 104 -WWP

EMERGENCY 6/25/12 NNMC-50 1 PLUMBING

B2MSYK HANDICAP DOOR SCREW CAME OUT. IT IS SLAMMING B-
50 A WING -WWP

EMERGENCY 7/2/12 NNMC-50 1 ELECTRICAL

B2MSYL REPLACE TOILET SEAT B-50 RM-102 & 104 -WWP EMERGENCY 7/2/12 NNMC-50 1 PLUMBING
B2MSYM NO AC B-50 RM-124A -WWP EMERGENCY 7/6/12 NNMC-50 1 HVAC
B2MSYN NEED ACCESS TO ELECTRICAL CLOSET B-50 CLOSET -

WWP
EMERGENCY 7/9/12 NNMC-50 1 LOCKS

B2MSYP AC NOT WORKING B-50 RM-106A -WWP EMERGENCY 7/9/12 NNMC-50 1
B2MT4C RESURE DISCONNECT FOR TRACH COMPACTORS B-55 

RM-C186
EMERGENCY 11/27/12 NNMC-50 4

B2MSXD DOOR WON'T CLOSE B-50 RM-301B -WWP EMERGENCY 11/24/12 NNMC-50 1 REPAIR
B2N55Z GENM - PLEASE ADJUST ALL DOORS  IN THESE ROOMS 

225,227 A WING B-50 -WWP
EMERGENCY 8/22/12 NNMC-50 1 REPAIR

B2N565 HANDICAPP DOORS ARE NOT OPENING PROPERLY ( 
FRONT MAIN DOOR) B-50 -WWP

EMERGENCY 8/29/12 NNMC-50 1 REPAIR

B2N55J LOBBY RESTROOM DOOR WONT OPEN, PLEASE 
INVESTIGATE AND FIX B-50 -WWP

EMERGENCY 8/6/12 NNMC-50 1 REPAIR

B2N55M ON MAIN FLOOR THEIR IS A PARTITION THAT NEED TO 
BE SECURED TO THE WALL B-50 MAIN FLOOR -WWP EMERGENCY 8/9/12 NNMC-50 1 REPAIR

B2N55R DOOR NEEDS TO BE LUBRICATED GOING INTO THE 
BALCONY AREA B-50 B-WING -WWP

EMERGENCY 8/14/12 NNMC-50 1 REPAIR

B2N55V DOOR NEEDS A DOOR STOP B-50RM-309 B -WWP EMERGENCY 8/15/12 NNMC-50 1 REPAIR
B2N5CF NEED LOCK SMITH TO COME LOOK AT LOCK BECAUSE 

IT'S INSTALLED WRONG B-50 RM-301 BWING -WWP EMERGENCY 11/28/12 NNMC-50 1 LOCKS

B2N5D3 NO POWER TO ROOM B-50 RM-329 -WWP EMERGENCY 11/28/12 NNMC-50 1 ELECTRICAL
B2N8BL NEED ELECTRICAL COMMUNICATION DOOR OPEN B-50 

RM-304 -WWP
EMERGENCY 12/5/12 NNMC-50 1 REPAIR

B2N8C4 RM 225 AND 227 NEED DOORS RE ATTECHED B-50 
VARIOUS -WWP

EMERGENCY 9/24/12 NNMC-50 1 REPAIR

B2N8C6 ROOM 115 HAS MOLD IN SHOWER B-50 RM-115 -WWP
EMERGENCY 9/24/12 NNMC-50 1 REPAIR

B2N8X3 WATER STAINS ON 2 CEILING TILES B-50 A WING -WWP
EMERGENCY 10/10/12 NNMC-50 1 REPAIR

B2NKY2 DOOR NEEDS TO BE ADJUSTED B-50 RM-309 -WWP EMERGENCY 12/14/12 NNMC-50 1 FCA_STRU
B2NNSV CARPET TILE NEED TO BE REPLACED IN ROOM B-50 A 

WING -WWP
EMERGENCY 12/14/12 NNMC-50 1 FCA_OTHER

B265GG No Heat EMERGENCY 12/28/11 NNMC-50 1
B27C2V LIGHT BULB ABOVE THE BED IS OUT EMERGENCY 1/11/12 NNMC-50 1
B27C2Z RED LIGHT OUT INSIDE OF ROOM EMERGENCY 1/11/12 NNMC-50 1
B27FYZ LIGHT OUT ABOVE DESK EMERGENCY 1/16/12 NNMC-50 1
B29MX8 TOO HOT IN ROOM, THERMOSTAT IS BROKEN EMERGENCY 2/29/12 NNMC-50 1
B2B4YV NO POWER EMERGENCY 3/10/12 NNMC-50 1
B2B7D3 POWER OUTAGE EMERGENCY 3/28/12 NNMC-50 1
B2B7D4 ELEC - POWER OUTAGE EMERGENCY 3/13/12 NNMC-50 1
B2BH3H ELEC-LIGHT BLOWN IN BATHROOM EMERGENCY 3/28/12 NNMC-50 4 ELECTRICAL
B2BH3L ELEC-LOBBY BATHROOM NEEDS NEW LIGHT BULB EMERGENCY 3/28/12 NNMC-50 4 ELECTRICAL
B2BH3C ELEC-LIGHT OUT ABOVE SINK EMERGENCY 3/27/12 NNMC-50 4 ELECTRICAL
B2BXMB HANDICAP DOOR WON'T OPEN EMERGENCY 4/24/12 NNMC-50 4 ELECTRICAL
B2BXMD TOILET WILL NOT FLUSH EMERGENCY 4/24/12 NNMC-50 4 PLUMBING
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B2BXRV SHOWER LEAKING EMERGENCY 4/24/12 NNMC-50 4 PLUMBING
B2BXRX GRILL MALFUNCTIONING EMERGENCY 4/13/12 NNMC-50 4
B2BXS5 LIGHT ABOVE SINK NOT WORKING EMERGENCY 4/26/12 NNMC-50 4 ELECTRICAL
B2C9N3 LOCK - DOOR WON'T LOCK EMERGENCY 5/10/12 NNMC-50 2 LOCKS
B2CN9R PLUM - SHOWER STRIP NEEDS TO BE REPLACED AND 

ALSO NEEDS AN AIR FILTER
EMERGENCY 5/18/02 NNMC-50 4 PLUMBING

B2CN9X RUG IS A TRIP HAZARD ALSO RM 323 BATHROOM LOCK 
IS MALFUNCTIONING

EMERGENCY 5/22/12 NNMC-50 4 REPAIR

B2CNBB OVERHEAD LIGHT HAS BULB THAT IS BLOWN EMERGENCY 5/22/12 NNMC-50 4 REPAIR
B2CMBY B-50 ROOM # 130A - REPLACE BURNED OUT OVERHEAL 

LIGHT AND REPAIR DOOR STOPPER.
EMERGENCY 5/31/12 NNMC-50 4 ELECTRICAL

B2CYCN HVAC-Bldg. 50, 1st Floor. Air filters need to be changed.
EMERGENCY 6/20/12 NNMC-50 4 HVAC

B2D9GW GENM-Bldg. 50, Rm. 102A. Dresser drawers need to be 
aligned.

EMERGENCY 6/26/12 NNMC-50 4 REPAIR

B2D9H7 HVAC-Bldg. 50, Main Lobby. A/C is not working properly.
EMERGENCY 6/26/12 NNMC-50 4 HVAC

B2KKB7 COLD CALL BLDG 50 RM 306 EMERGENCY 10/13/12 NNMC-50 1
B2NKX2 TOILET IS NOT FLUSHING B-52 RM-420 -AH EMERGENCY 12/12/12 NNMC-52 1 PLUMBING
B2N927 WATER COMING FROM DRAIN PIPE IN FLOOR B-52 RM-

200 BACK PARKING -AH
EMERGENCY 12/2/12 NNMC-52 1 PLUMBING

B2NGRJ WATER COMING FROM DRAIN PIPE IN FLOORNNMC-52, 
RM-200

EMERGENCY 12/2/12 NNMC-52 4 PLUMBING

B2NPMY NO HEAT B-52 RM-315 -AH EMERGENCY 12/18/12 NNMC-52 1 HVAC
B2656B HVAC - NO HOT WATER, HALF OF BLDG DOES NOT HAVE 

HOT WATER (OTHER SIDE BLDG), BLDG 52
EMERGENCY 1/5/12 NNMC-52 1

B26682 GENM - REPAIR FENCE EMERGENCY 1/1/12 NNMC-52 4 REPAIR
B26687 NO HOT WATER EMERGENCY 12/30/11 NNMC-52 4 PLUMBING
B29DHY PLUM- NO HOT WATER EMERGENCY 3/2/12 NNMC-52 4 PLUMBING
B2HTMX HVAC - ACTIVE CEILING LEAK - LEAKING AC - WET FLOOR 

- BLDG 52,  NEAR RM 200
EMERGENCY 8/21/12 NNMC-52 4 HVAC

B2JPD2 STOVE BURNER WONT TURN OFF EMERGENCY 8/30/12 NNMC-52 4 REPAIR
B2JZCL TOILET NOT FLUSHING B-52 EMERGENCY 5/20/12 NNMC-52 1 REPAIR
B2LBV3 PLUMBING ISSUES B-52 RM-604E -AH EMERGENCY 10/19/12 NNMC-52 1
B2LTYD NO WATER IN NAVY LODGE - BLDG 52, WHOLE BLDG

EMERGENCY 11/1/12 NNMC-52 4 PLUMBING

B27B9Y PLUM- LEAK EMERGENCY 1/17/12 NNMC-52 4 PLUMBING
B2BFFG PLUM-HOT WATER HEATER HAS GONE OUT EMERGENCY 4/5/12 NNMC-52 4 PLUMBING
B2F2KJ GENM-Bldg. 52, Lobby. Area is flooded; burning smell.

EMERGENCY 6/28/12 NNMC-52 4 REPAIR

B2F2YW PLUM-Bldg. 52, Base Parking Lot. Sewage water backing 
up into kitchen and bathroom.

EMERGENCY 6/28/12 NNMC-52 4 PLUMBING

B2JPVN STOVE NOT WORKING PROPERLY. WON'T TURN OFF.
EMERGENCY 9/1/12 NNMC-52 4 ELECTRICAL

B2M4TM TOILET ISNT FLUSHING B-52 RM-120 -AH EMERGENCY 11/13/12 NNMC-52 1 PLUMBING
B2NJ3N TOILET NOT FLUSHING CORRECTLY, NNMC-52, RM-G2

EMERGENCY 12/3/12 NNMC-52 4 PLUMBING

B27924 PLUM - CLOGGED DRAIN - BLDG 52, RM 412 EMERGENCY 1/13/12 NNMC-52 4 PLUMBING
B27Y33 PLUM - CENTRAL BOILER - BLDG 52, MER EMERGENCY 2/6/12 NNMC-52 4 PLUMBING
B27YFB PESTS - INSPECTION EMERGENCY 2/7/12 NNMC-52 4 PEST CONTROL
B2BBJH HVAC-NO HEAT EMERGENCY 3/31/12 NNMC-52 4 HVAC
B2CYTH ELEC-B-52 ROOM # 109 - REPAIR BAD BREAKER. EMERGENCY 6/15/12 NNMC-52 4 ELECTRICAL
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B2FWNF HVAC-Bldg. 52, Rm. 512. A/C blowing hot air. EMERGENCY 7/12/12 NNMC-52 4 HVAC
B2H7M6 PLUM-B-52 ROOM # 313 BACK PARKING LOT - TOILET 

NOT FLUSHING
EMERGENCY 4/21/12 NNMC-52 4 PLUMBING

B2KM3G NO A/C IN THE ENTIRE HOTEL BLDG 52 EMERGENCY 5/23/12 NNMC-52 1
B2KM3H PIPE LEAKINGBLDG 52 STORAGE EMERGENCY 5/29/12 NNMC-52 1
B2KK77 A/C UNIT MAKING A LOUD NOISE BLDG 52 RM 416 EMERGENCY 10/15/12 NNMC-52 1
B2L2RS BATHROOM LEAK B-52 RM-210 -AH EMERGENCY 10/18/12 NNMC-52 1
B2KXVW HOT CALL B-52 ENTIRE NICU -AH EMERGENCY 10/18/12 NNMC-52 1
B2NLY6 KITCHEN HOOD FAN MAKING NOISE B-56 BOWLING 

ALLEY -AH
EMERGENCY 12/14/12 NNMC-56 1 HVAC

B2CBYH HVAC-AREA TOO COLD EMERGENCY 4/24/12 NNMC-56 2 HVAC
B2GMHZ PLUM-Bldg. 56, Snack Bar. Leak in hood washing system

EMERGENCY 7/26/12 NNMC-56 4 PLUMBING

B2JJ5G HVAC-B-56 ROOM # BOWLING CENTER 1ST FLOOR - HOT 
TEMPERATURE.

EMERGENCY 4/27/12 NNMC-56 4 HVAC

B2KPLK BOWLING ALLEY TEMPERATURE TOO HIGH EMERGENCY 10/12/12 NNMC-56 4 HVAC
B2LBV6 COLD CALL B-56 BOWLING ALLEY -AH EMERGENCY 10/22/12 NNMC-56 1
B2LG38 HOT CALL B-56 BOWLING ALLEY -AH EMERGENCY 10/23/12 NNMC-56 1
B2668R DRAIN CLOGGED EMERGENCY 1/2/12 NNMC-56 1 PLUMBING
B2F3Y4 PLUM-Bldg. 56. BLOCK DRAIN NEED DRAIN SNAKED.

EMERGENCY 6/28/12 NNMC-56 4 PLUMBING

B2KJSG BOWLING ALLEY TEMPERATURE TOO HIGH BLDG 56 
BOWLING CENTER

EMERGENCY 10/12/12 NNMC-56 1

B2GV7V PLUM - OVERFLOWING URINAL - BLDG 56, RMENS 
ROOM

EMERGENCY 7/31/12 NNMC-56 4 PLUMBING

B2H7NL HVAC-B-56 ROOM # 1ST FLOOR BOWLING CENTER - 
TEMPERATURE TOO COLD.

EMERGENCY 4/22/12 NNMC-56 4 HVAC

B2N8Z6 RE-CAULK RESTROOM B-60 -WWP EMERGENCY 10/4/12 NNMC-60 1 PLUMBING
B2N8Z5 DOOR LOCK NEEDS TO BE UNLOCK B-60 RM-103E -WWP

EMERGENCY 9/3/12 NNMC-60 1 LOCKS

B2N8XN ICE MACHINE NOT DRAINING B-60 LOBBY -WWP EMERGENCY 2/24/12 NNMC-60 1 PLUMBING
B2N8XP TOILET CLOGGED B-60 RM-106E -WWP EMERGENCY 3/21/12 NNMC-60 1 PLUMBING
B2N8XR TOILET WILL NOT FLUSH B-60 RM-106E -WWP EMERGENCY 3/28/12 NNMC-60 1 PLUMBING
B2N8XS CLOGGED TOILET B-60 RM-107E -WWP EMERGENCY 3/29/12 NNMC-60 1 PLUMBING
B2N8XV TOILET CLOGGED B-60 RM-119E -WWP EMERGENCY 4/2/12 NNMC-60 1 PLUMBING
B2N8XY TOILET CLOGGED B-60 RM-106 -WWP EMERGENCY 4/9/12 NNMC-60 1 PLUMBING
B2N8XZ CLOGGED ICE MACHINE B-60 LOBBY -WWP EMERGENCY 4/16/12 NNMC-60 1 PLUMBING
B2N8Y8 TOILET CLOGGED, BAD SMELL IN RM B-60 RM-106E -

WWP
EMERGENCY 5/11/12 NNMC-60 1 PLUMBING

B2N8YD CLOGGED TOILET B-60 RM-106E EMERGENCY 5/20/12 NNMC-60 1 PLUMBING
B2N8YS PLUM TOILET CLOGGED B-60 RM-107E -WWP EMERGENCY 8/5/12 NNMC-60 1 PLUMBING
B2N8YY KITCHEN SINK IS STOPPED UP B-60 RM-KITCHEN -WWP

EMERGENCY 8/14/12 NNMC-60 1 PLUMBING

B2NHF4 TOILET CLOGGED B-60 RM-107 EAST SIDE -WWP EMERGENCY 12/4/12 NNMC-60 1 PLUMBING
B2NLY9 FLOOR DRAIN BACKING UP B-60 RM-312 -AH EMERGENCY 12/16/12 NNMC-60 1 PLUMBING
B2N8Y4 LOW WATER PRESSURE. B-60 WOMENS RESTROOM -

WWP
EMERGENCY 4/18/12 NNMC-60 1 PLUMBING

B2N8YJ SHOWER IS LEAKING B-60 RM-119 -WWP EMERGENCY 6/5/12 NNMC-60 1 PLUMBING
B2N8YL FAUCET SPRAYING WATER B-60 LADIES -WWP EMERGENCY 6/29/12 NNMC-60 1 PLUMBING
B2N8Z2 SLOW DRIP COMING FROM UNDER SINK WHEN SINK IS 

BEING USED, REPAIR B-60 RM-116E -WWP
EMERGENCY 8/21/12 NNMC-60 1 PLUMBING

B2N93Y TOILET CLOGGED B-60 RM-418 -AH EMERGENCY 12/4/12 NNMC-60 1 PLUMBING
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B2N8XB SEAL ON TOILET IS LEAKING B-60 RM-421E -WWP EMERGENCY 1/12/12 NNMC-60 1 PLUMBING
B2N8XG TOILET NOT FLUSHING B-60 RM-106E -WWP EMERGENCY 1/29/12 NNMC-60 1 PLUMBING
B2N8XH WASHING MACHINES LEAKING. FLOOR IS EXTREMELY 

WET B-60 RM-C105 -WWP
EMERGENCY 1/30/12 NNMC-60 1 PLUMBING

B2N8XJ TOILET CLOGGED B-60 RM-106E -WWP EMERGENCY 2/3/12 NNMC-60 1 PLUMBING
B2N8XK TOILET CONTINUOUSLY RUNNING AND FLOODING B-60 

RM-213E -WWP
EMERGENCY 2/6/12 NNMC-60 1 PLUMBING

B2N8XL BACKED UP TOILET B-60 RM-109E -WWP EMERGENCY 2/9/12 NNMC-60 1 PLUMBING
B2N8XM TOILET CLOGGED. B-60 RM-106E -WWP EMERGENCY 2/13/12 NNMC-60 1 PLUMBING
B2N8YK TOILET LEAKING B-60 RM-111E -WWP EMERGENCY 6/14/12 NNMC-60 1 PLUMBING
B2N8YM LAUNDRY ROOM - DECK DRAIN PLATE NEEDS TO BE 

MOUNTED TO THE DECK B-60 -WWP
EMERGENCY 7/18/12 NNMC-60 1 PLUMBING

B2N8YP ICE MACHINE IS LEAKING AND IS ABOUT TO BE A 
HAZARD B-60 BACK HALLWAY -WWP

EMERGENCY 7/22/12 NNMC-60 1 PLUMBING

B2N8YT TOILET WONT FLUSH B-60 RM-107E -WWP EMERGENCY 8/6/12 NNMC-60 1 PLUMBING
B2N8YV WATER LEAK B-60 -WWP EMERGENCY 8/7/12 NNMC-60 1 PLUMBING
B2N8YZ PLUM - TOILET IS LEAKING FROM WALL, WHEN TOILET 

IS FLUSHED B-60 RM-116 -WWP
EMERGENCY 8/15/12 NNMC-60 1 PLUMBING

B2N8Z4 PLUM - TOILET CONSTANTLY RUNNING B-60 RM-118E -
WWP

EMERGENCY 8/28/12 NNMC-60 1 PLUMBING

B2NGWV PLUM - TOILET IS NOT WORKING B-60 RM-413E -WWP
EMERGENCY 10/11/12 NNMC-60 1 PLUMBING

B2NGWW PLUM - CLOGGED TOILET B-60 RM-107E -WWP
EMERGENCY 10/11/12 NNMC-60 1 PLUMBING

B2NNS3 ICE MACHINE IS LEAKING B-60 -WWP EMERGENCY 12/16/12 NNMC-60 1 APPLIANCE
B2N8Y5 FIRST LIGHT  BY BATHROOM OUT. B-60 RM-108E -WWP

EMERGENCY 4/26/12 NNMC-60 1 ELECTRICAL

B2N8Y7 ROOM LIGHT IS NOT WORKING B-60 RM-101E -WWP
EMERGENCY 4/30/12 NNMC-60 1 ELECTRICAL

B2N8YR LIGHT FIXTURE HANGING DOWN B-60 RM-116E -WWP
EMERGENCY 7/23/12 NNMC-60 1 ELECTRICAL

B2N8YW CURTAINS NEED TO BE REHUNG B-60 RM-110E -WWP
EMERGENCY 8/14/12 NNMC-60 1 MISC

B2N8Z3 WATER PRESSURE LOW B-60 -WWP EMERGENCY 8/22/12 NNMC-60 1 PLUMBING
B2N8GZ NO POWER- OUTLETS NOT WORKING B-60 RM-318 -AH

EMERGENCY 11/27/12 NNMC-60 1 ELECTRICAL

B2N8YG HANDICAP BUTTON BROKEN ON ENTRANCE DOOR. B-60 
LOBBY -WWP

EMERGENCY 5/21/12 NNMC-60 1 FCA_STRU

B2N8XW DOOR OFF KILTER IN JAMB. HARD TO OPEN B-60 
STAIRWELL EAST -WWP

EMERGENCY 4/6/12 NNMC-60 1 FCA_STRU

B2NGWT LOBBY FRONT DOOR THERE ARE 2 TILE ARE PEELING OFF 
( TILE HAS BUBBLES IN IT ) B-60 -WWP EMERGENCY 12/10/12 NNMC-60 1 FCA_STRU

B2N8YH CLOSET DOOR LATCH BROKEN B-60 RM-118E -WWP
EMERGENCY 5/21/12 NNMC-60 1 FCA_STRU

B2N8YB 9 SCREENS NEED TO BE PLACED IN WINDOWS B-60 -
WWP

EMERGENCY 5/16/12 NNMC-60 1 FCA_STRU

B2N8XF CAN'T GET INTO SAFE B-60 RM- 112E -WWP EMERGENCY 1/26/12 NNMC-60 1 LOCKS
B2N8XC TOO HOT IN PATIENTS ROOM B-60 RM-406E -WWP

EMERGENCY 1/13/12 NNMC-60 1 HVAC

B2N8XD TOO COLD B-60 RM-401 -WWP EMERGENCY 1/25/12 NNMC-60 1 HVAC
B2NH8J COLD CALL B-60 WHOLE BUILDING EMERGENCY 12/10/12 NNMC-60 1 HVAC
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B2NHHN WWP-NO HEAT IN ROOM B-60 RM-103 -WWP EMERGENCY 12/9/12 NNMC-60 1 HVAC
B266BH Door opener does not work properly EMERGENCY 1/4/12 NNMC-60 1
B27JHY Need Door Secured EMERGENCY 1/23/12 NNMC-60 1
B27XY8 CEILING LEAKING WATER INTO BATHROOM EMERGENCY 1/31/12 NNMC-60 1
B27XYD NEED SAFE RESET EMERGENCY 1/31/12 NNMC-60 1
B27Y7N TOILET CLOGGED EMERGENCY 2/1/12 NNMC-60 1
B27XL6 CEILING FAN MOTOR MAKING A LOT OF NOISE EMERGENCY 1/26/12 NNMC-60 1
B27XLD TOILET IS CLOGGED EMERGENCY 1/26/12 NNMC-60 1
B27XMF PLUM : TOILET CLOGGED EMERGENCY 1/30/12 NNMC-60 1
B28RNL PLUM-TOILET CLOGGED EMERGENCY 2/22/12 NNMC-60 1
B28RNS ELEC-NEED LIGHT BULB REPLACED IN ROOM EMERGENCY 2/22/12 NNMC-60 1
B299S6 HVAC - Too Cold EMERGENCY 2/29/12 NNMC-60 4 HVAC
B2B255 PLUM-WATER FOUNTAIN OVERFLOWING EMERGENCY 2/28/12 NNMC-60 1
B29ZK3 HVAC-AC NOT WORKING EMERGENCY 3/19/12 NNMC-60 4 HVAC
B2BP6P PLUM-PLUM CLOGGED TOILET EMERGENCY 4/20/12 NNMC-60 4 PLUMBING
B2BP68 PLUM-NO HOT WATER EMERGENCY 4/18/12 NNMC-60 4 PLUMBING
B2BP6F PLUM-TOILET MAKING NOISE EMERGENCY 4/19/12 NNMC-60 4 PLUMBING
B2BP6K PLUM-TOILET CLOGGED EMERGENCY 4/20/12 NNMC-60 4 PLUMBING
B2C4YS POWER OUTLET NOT WORKING EMERGENCY 4/27/12 NNMC-60 4 ELECTRICAL
B2CLP6 GENM-9 SCREENS NEED TO BE PLACED IN WINDOWS

EMERGENCY 5/16/12 NNMC-60 4 REPAIR

B2JZ9X PLUM - FLOOR DRAIN BACKED UP - BLDG 60, RM 220E
EMERGENCY 9/20/12 NNMC-60 4 PLUMBING

B2K6S9 DRAIN PIPE BUSTED AND ENTIRE ROOM IS FLOODED
EMERGENCY 9/29/12 NNMC-60 4 PLUMBING

B2LBVC TOILET WILL NOT FLUSH B-60 RM-412 -AH EMERGENCY 10/20/12 NNMC-60 1
B2LBVF DOOR JAMMED B-60 RM-331 & 324 -AH EMERGENCY 10/20/12 NNMC-60 1
B2LBVK TOILET FLOOD B-60 RM-422 -AH EMERGENCY 10/21/12 NNMC-60 1
B26G5B PLUM - Pipe burst in basement EMERGENCY 1/4/12 NNMC-60 1
B27LHJ PLUM - WATER LEAK - BLDG 60, RM 318E EMERGENCY 1/27/12 NNMC-60 4 PLUMBING
B27PRJ PLUM - Toilet Clogged EMERGENCY 1/24/12 NNMC-60 1
B2844B CLOGGED TOILET EMERGENCY 2/3/12 NNMC-60 1
B2BDNK PLUM-WASHING MACHINE IS LEAKING EMERGENCY 3/17/12 NNMC-60 4 PLUMBING
B2BDNM GENM- BAR STICKING OUT OF BED EMERGENCY 3/16/12 NNMC-60 4 REPAIR
B2BF7V HVAC-A/C NOT WORKING EMERGENCY 4/6/12 NNMC-60 4 HVAC
B2BFG8 PLUM-TOILET CLOGGED EMERGENCY 3/22/12 NNMC-60 4 PLUMBING
B2BFGB PLUM-TOILET CLOGGED EMERGENCY 3/22/12 NNMC-60 4 PLUMBING
B2BFGF PLUM-TOILET CLOGGED EMERGENCY 3/24/12 NNMC-60 4 PLUMBING
B2BKMD PLUM - CLOGGED ICE MACHINE - BLDG 60, LOBBY EMERGENCY 4/16/12 NNMC-60 4 APPLIANCE
B2BLZZ PLUM-TOILET WILL NOT FLUSH EMERGENCY 4/16/12 NNMC-60 PLUMBING
B2C58W FIRST LIGHT BY BATHROOM OUT EMERGENCY 4/26/12 NNMC-60 4 ELECTRICAL
B2C732 TUB CLOGGED EMERGENCY 4/11/12 NNMC-60 4 PLUMBING
B2C736 TUB CLOGGED EMERGENCY 4/11/12 NNMC-60 4 PLUMBING
B2CM62 ELEC-POWER OUTAGE IN LOUNGE EMERGENCY 6/3/12 NNMC-60 2 ELECTRICAL
B2CMHS GENM-B-60 ROOM # 1ST FLOOR LOBBY - REPAIR 

HANDICAPP BUTTOM MALFUNCTIONING
EMERGENCY 5/21/12 NNMC-60 4 REPAIR

B2CMCL ELEC-B-60 ROOM # 1ST FLOOR LOUNGE - POWER 
OUTAGE

EMERGENCY 6/5/12 NNMC-60 4

B2CMCP ELEC-B-60 ROOM # 1ST FLOOR LOUNGE - POWER 
OUTAGE

EMERGENCY 6/3/12 NNMC-60 4 ELECTRICAL

B2FZ3X PLUM - FLOODED SHOWER - BLDG 60, RM 213E EMERGENCY 7/16/12 NNMC-60 4 PLUMBING
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B2H7J3 PLUM-B-60 ROOM # 118EAST - TOILET MAKING LOUD 
NOISE.

EMERGENCY 4/19/12 NNMC-60 4 PLUMBING

B2H7JC PLUM-B-60 ROOM # 106 EAST - CLOGGED TOILET. EMERGENCY 4/20/12 NNMC-60 4 PLUMBING
B2KB8F DOOR IS LEAKING FROM THE BOTTOM BLDG 60 

BALCONY
EMERGENCY 9/28/12 NNMC-60 1

B2LPTH TOILET CONTINUES TOO RUN B-60 RM-223E -AH EMERGENCY 10/24/12 NNMC-60 1
B2M36G CLOGGED TOILET B-60 RM-107E -AH EMERGENCY 11/7/12 NNMC-60 1 PLUMBING
B2M4HN DRAINAGE PIPE IS CLOGGED CAUSING A OVER FLOW IN 

TENANTS ROOM B-60 RM-320 -AH
EMERGENCY 11/10/12 NNMC-60 1 PLUMBING

B2N97L HANDICAP SWITCH INOP B-60 FRONT DOOR -WWP
EMERGENCY 12/3/12 NNMC-60 1 REPAIR

B2N96Z TOILET CLOGGED B-60 RM-122 -WWP EMERGENCY 12/1/12 NNMC-60 1 PLUMBING
B2N8Y9 SCREENS BROKEN B-60 RM-105E -WWP EMERGENCY 5/11/12 NNMC-60 1 REPAIR
B2NJKR PIPE IN BASEMENT NEAR ELEVATOR, EAST SIDE IS 

LEAKING, SIDE OF WALL, B-60
EMERGENCY 12/10/12 NNMC-60 4

B265Z2 GENM - PIPE BURSTED IN BASEMENT EMERGENCY 1/4/12 NNMC-60 4 PLUMBING
B265Z6 GENM - STEAM LEAK EMERGENCY 1/4/12 NNMC-60 4 PLUMBING
B265GL Clogged Toilet EMERGENCY 12/28/11 NNMC-60 1
B26H7J TOILET CLOGGED EMERGENCY 1/9/12 NNMC-60 1
B26H7M TOILET CLOGGED EMERGENCY 1/9/12 NNMC-60 1
B27FZ5 TOILET OVERFLOWING EMERGENCY 1/15/12 NNMC-60 1
B288DX WASHER LEAKING EMERGENCY 2/6/12 NNMC-60 1
B288F2 PLUMBING - CLOGGED TOILET EMERGENCY 2/7/12 NNMC-60 1
B29RMR HANDICAP BUTTON ON ENTRANCE DOORS NOT 

WORKING
EMERGENCY 2/29/12 NNMC-60 1

B2B4YX CLOGGED TOILET EMERGENCY 3/8/12 NNMC-60 1
B2B4YZ LIGHT BULB OUT IN CUSTODIANS CLOSET EMERGENCY 3/8/12 NNMC-60 1
B2B4YF TOILET CLOGGED EMERGENCY 3/6/12 NNMC-60 1
B2BMLP PLUM-CLOGGED TOILET EMERGENCY 4/17/12 NNMC-60 4 PLUMBING
B2C728 SHOWER FLOODS WHEN IN USE EMERGENCY 4/11/12 NNMC-60 4 PLUMBING
B2CFR8 ELEC-RELAMP GUEST ROOM EMERGENCY 5/21/12 NNMC-60 2
B2GLDH ELEC - NO POWER TO BLDG 60, ALL 2ND FLOOR EMERGENCY 7/24/12 NNMC-60 4 ELECTRICAL
B2KM3N POWER OUTAGE BLDG 60 EMERGENCY 5/26/12 NNMC-60 1
B2NGX9 MAIN DOORS, KEY WONT WORK B-61 -WWP EMERGENCY 2/13/12 NNMC-61 1 LOCKS
B2NHCG DOOR WILL NOT LOCK B-61 RM-108E -WWP EMERGENCY 12/10/12 NNMC-61 1 LOCKS
B2NJSB BATHROOM DOOR WILL NOT LOCK B-61 RM-120 -WWP

EMERGENCY 6/2/12 NNMC-61 1 LOCKS

B2NGX6 TOILET FLOODING INTO ROOM B-61 RM-129W -WWP
EMERGENCY 2/13/12 NNMC-61 1 PLUMBING

B2NGXB WASHER LEAKING. ELECTRICAL HAZARD. B-61 FRONT 
DESK -WWP

EMERGENCY 2/15/12 NNMC-61 1 PLUMBING

B2NGXN LEAKING TOILET B-61 RM-123W -WWP EMERGENCY 3/14/12 NNMC-61 1 PLUMBING
B2NJRN TOILET OVERFLOWING & LEAKING IN BACK B-61 

RM127W -WWP
EMERGENCY 3/20/12 NNMC-61 1 PLUMBING

B2NJSD CLOGGED WATER FOUNTAIN B-61 LOBBY -WWP EMERGENCY 6/4/12 NNMC-61 1 PLUMBING
B2NJSN WASHING MACHINE #10 IS NOT DRAINING B-61 RM-

105C -WWP
EMERGENCY 6/28/12 NNMC-61 1 PLUMBING

B2NJSP WATER FOUNTAIN IS CLOGGED B-61 LOBBY -WWP EMERGENCY 7/5/12 NNMC-61 1 PLUMBING
B2NKFV TOILET BACKED UP B-61 RM-103W -WWP EMERGENCY 9/7/12 NNMC-61 1 PLUMBING
B2NKG3 CLOGGED TOILET B-61 RM-131E -WWP EMERGENCY 9/14/12 NNMC-61 1 PLUMBING
B2NKG4 PLUM - TOILET CLOGGED B-61 RM-122W -WWP EMERGENCY 9/21/12 NNMC-61 1 PLUMBING
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B2NJS3 RM 112 WEST SHOWER NEEDS TO BE RE CAULKED AND 
SCREEN IS MISSING B-61 RM-112 -WWP

EMERGENCY 5/18/12 NNMC-61 1 HVAC

B2NJSH NO WATER PRESSURE FROM SHOWER HEAD B-61 RM-
106E -WWP

EMERGENCY 6/14/12 NNMC-61 1 PLUMBING

B2NJRP WASHING MACHINE IS LEAKING WATER B-61 RM-101 -
WWP

EMERGENCY 3/25/12 NNMC-61 1 PLUMBING

B2NJRV PLUM - TOILET KEEPS RUNNING B-61 RM-117W -WWP
EMERGENCY 5/4/12 NNMC-61 1 PLUMBING

B2NJRW TOILET KEEPS RUNNING B-61 RM-119W -WWP EMERGENCY 5/10/12 NNMC-61 1 PLUMBING
B2NJRX MOVE ELECTRICAL RECEPTACLE FROM WALL UNDER TV 

B-61 LOBBY -WWP
EMERGENCY 5/11/12 NNMC-61 1 ELECTRICAL

B2NJS4 TOILET LEAKING B-61 RM-118E -WWP EMERGENCY 5/19/12 NNMC-61 1 PLUMBING
B2NJS8 TOILET LEAKING B-61 RM-124E -WWP EMERGENCY 5/30/12 NNMC-61 1 PLUMBING
B2NJSL TOILET LEAKING B-61 RM-108W -WWP EMERGENCY 6/20/12 NNMC-61 1 PLUMBING
B2NJST LOOSE TOILET SEAT B-61 LOBBY -WWP EMERGENCY 7/6/12 NNMC-61 1 PLUMBING
B2NJSZ CEILING LEAK IN BATHROOM B-61 RM-104W -WWP

EMERGENCY 8/2/12 NNMC-61 1 PLUMBING

B2NJT2 PLUM - TOILET STOPPED UP B-61 RM-110W -WWP EMERGENCY 8/5/12 NNMC-61 1 PLUMBING
B2NJT4 TOILET RUNNING B-61 RM-307E -WWP EMERGENCY 8/17/12 NNMC-61 1 PLUMBING
B2NJT6 PLUM - WATER FOUNTAIN IS NOT DRAINING ( 

STANDING WATER ). B-61 LOBBY -WWP
EMERGENCY 8/23/12 NNMC-61 1 PLUMBING

B2NJT7 PLUM - TOILET SEAT IS LOOSE B-61 RM-105 -WWP EMERGENCY 8/23/12 NNMC-61 1 PLUMBING
B2NJSC FLOOR FLOODED B-61 LOONY -WWP EMERGENCY 6/4/12 NNMC-61 1 PLUMBING
B2NGWY ALL LIGHTS OUT IN RESTROOM B-61 LOBBY -WWP EMERGENCY 2/7/12 NNMC-61 1 ELECTRICAL
B2NJT3 WEST ELEVATOR LIGHTS ARE OUT ELVATOR COMPLETLY 

DARK B-61 -WWP
EMERGENCY 8/9/12 NNMC-61 1 ELECTRICAL

B2NKG7 ELEC -  LIGHTS OUT IN HALLWAY NEAR RM 208 EAST B-
61 RM-208E -WWP

EMERGENCY 9/24/12 NNMC-61 1 ELECTRICAL

B2NKGB LIGHT NOT WORKING IN ROOM B-61 RM-120W -WWP
EMERGENCY 10/21/12 NNMC-61 1 ELECTRICAL

B2NKGF LIGHT BULB OUT. B-61 RM-210E -WWP EMERGENCY 11/4/12 NNMC-61 1 ELECTRICAL
B2M4RW ICE MACHINE IS LEAKING AND SCREEN IN LOUNGE IS 

BROKEN B-61 LOBBY -WWP
EMERGENCY 11/9/12 NNMC-61 1 PLUMBING

B2MS3H NEED SPOT PAINTED B-61 RM-212E -WWP EMERGENCY 8/17/12 NNMC-61 1 FCA_PAINT
B2NKFP ICE MACHINE LEAKING WATER B-61 LOBBY -WWP EMERGENCY 12/14/12 NNMC-61 1 PLUMBING
B2NKFT PLUM - ICE MACHINE IS LEAKING ( BEHIND FRONT DESK 

) B-61 -WWP
EMERGENCY 9/4/12 NNMC-61 1 PLUMBING

B2NKFW PLUM - WASHING MACHINE IS LEAKING AND THERE'S 
WATER ALL OVER THE PLACE B-61 RM-LAUNDRY ROOM -
WWP

EMERGENCY 9/10/12 NNMC-61 1 PLUMBING

B2NKG9 STEAM LEAK NEXT TO RM 104 WEST B-61 NEXT TO RM 
104W -WWP

EMERGENCY 10/11/12 NNMC-61 1 PLUMBING

B2NKGC WATER LEAK B-61 RM-113W -WWP EMERGENCY 10/30/12 NNMC-61 1 PLUMBING
B2NJRY GENM - LOCK ON WINDOW DOES NOT LOCK B-61 RM-

108 -WWP
EMERGENCY 5/18/12 NNMC-61 1 LOCKS

B2NJRZ PERSON  LOCKED OUT OF SAFE NEED MEDS NOW B-61 
RM-112W -WWP

EMERGENCY 5/18/12 NNMC-61 1 LOCKS

B2NJSF REPLACE CEILING TILES B-61 LOBBY -WWP EMERGENCY 6/14/12 NNMC-61 1 FCA_STRU
B2NJSJ EMERGENCY EXIT DOOR NOT WORKING B-61 -WWP

EMERGENCY 6/20/12 NNMC-61 1 FCA_STRU

B2NJSM EXIT DOOR NEAR RM 131E IS TOO LOUD WHEN 
CLOSING. B-61 -WWP

EMERGENCY 6/21/12 NNMC-61 1 FCA_STRU
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B2NJSV DOOR NEEDS TO BE ALIGNED B-61 RM-127 -WWP EMERGENCY 7/17/12 NNMC-61 1 FCA_STRU
B2NJSX BATHROOM DOOR WONT LOCK B-61 RM-109W -WWP

EMERGENCY 7/19/12 NNMC-61 1 FCA_STRU

B2NJT5 CLOSET DOOR BROKEN, PLEASE REPAIR B-61 RM-124E -
WWP

EMERGENCY 8/20/12 NNMC-61 1 FCA_STRU

B2NJS6 HANDICAP BUTTON NOT WORKING B-61 -WWP EMERGENCY 5/21/12 NNMC-61 1 FCA_STRU
B2NJS9 RAILING IS LOOSE B-61 -WWP EMERGENCY 5/31/12 NNMC-61 1 FCA_STRU
B2NJRS WALLS IN BATHROOM ARE CRACKING B-61 RM-121E -

WWP
EMERGENCY 5/2/12 NNMC-61 1 FCA_STRU

B2NJRT REPAIR HOLE IN WALL B-61 RM-105 -WWP EMERGENCY 5/2/12 NNMC-61 1 FCA_STRU
B2NJS7 PAINT COMING OFF WALL IN BATHROOM B-61 RM-

120W -WWP
EMERGENCY 5/23/12 NNMC-61 1 FCA_STRU

B2NJSR WINDOW WON'T OPEN B-61 RM-122E -WWP EMERGENCY 7/6/12 NNMC-61 1 FCA_STRU
B2MPP5 HEAT IS SET BUT TEMP GUAGE IS BLOWING COLD AIR B-

61 RM-122W -WWP
EMERGENCY 10/16/12 NNMC-61 1 HVAC

B2NGXK TOO COLD B-61 RM-118E -WWP EMERGENCY 3/12/12 NNMC-61 1 HVAC
B2NKXC HTO WATER NOT WORKING B-61 RM-121W -WWP EMERGENCY 12/14/12 NNMC-61 1 PLUMBING
B2NJRR TOO COLD, NEED TEMP ADJUSTED B-61 RM-113E -WWP

EMERGENCY 4/5/12 NNMC-61 1 HVAC

B2NKG8 TOO COLD. B-61 RM-306W -WWP EMERGENCY 10/7/12 NNMC-61 1 HVAC
B27GR5 TOO HOT IN ROOM EMERGENCY 1/17/12 NNMC-61 1
B27GR6 TOILET CLOGGED EMERGENCY 1/18/12 NNMC-61 1
B2CCXB GENM- Repair hole in wall. BLDG 61 EMERGENCY 5/2/12 NNMC-61 2 REPAIR
B2CCXK GENM- Walls in bathroom are cracking BLDG 61 EMERGENCY 5/2/12 NNMC-61 2 REPAIR
B2K56P TOILET OVERFLOWING BLDG 61 EMERGENCY 9/29/12 NNMC-61 1
B2K56R HOODS IN KITCHEN ARE NOT WORKING BLDG 61 EMERGENCY 9/29/12 NNMC-61 1
B2K56S BOLT ON EXIT DOORS TO B1 LOADING DOCKS NOT 

WORKING PROPERLY BLDG 61 DOCK
EMERGENCY 9/29/12 NNMC-61 1

B2KTRJ COLD CALL B-61 RM-122W EMERGENCY 10/16/12 NNMC-61 1
B2LBVS GUEST ROOM IS TOO HOT & SHOWER HEAD BROKEN B-

61 RM-322 -AH
EMERGENCY 10/21/12 NNMC-61 1

B27PRK PLUM - No hot water EMERGENCY 1/24/12 NNMC-61 1
B29MY7 HVAC-HOT TEMPERATURE EMERGENCY 3/7/12 NNMC-61 4 HVAC
B2B2CL PLUM-TOILET WILL NOT FLUSH EMERGENCY 3/19/12 NNMC-61 4 PLUMBING
B2B8RT PLUM-TOILET LEAKING EMERGENCY 3/26/12 NNMC-61 4 PLUMBING
B2BFDC PLUM- TOILET NOT FLUSHING EMERGENCY 4/5/12 NNMC-61 4 PLUMBING
B2BMWJ HVAC-A/C NOT WORKING AND REPLACE ASP ON 

LOCKER
EMERGENCY 4/20/12 NNMC-61 4 HVAC

B2CMHW GENM-B-61 ROOM # 120W - PATCH AND PAINT 
DAMAGED BATHROOM WALL.

EMERGENCY 5/23/12 NNMC-61 4 REPAIR

B2CMCR PLUM-B-61 ROOM # 124E - REPAIR TOILET LEAK EMERGENCY 6/5/12 NNMC-61 4 PLUMBING
B2CMD3 GENM-B-61 ROOM # 120- REPAIR BATHROOM DOOR 

LOCK.
EMERGENCY 6/2/12 NNMC-61 4 REPAIR

B2CMD8 HVAC-B-61 ROOM # 407W- HOT TEMPERATURE EMERGENCY 6/3/12 NNMC-61 4 HVAC
B2CMCT PLUM-B-61 ROOM # 124E - REPAIR TOILET LEAK EMERGENCY 5/30/12 NNMC-61 4 PLUMBING
B2FVHY B-61 ROOM # 313 - SMOKE ALARM BEEPING

EMERGENCY 7/10/12 NNMC-61 4
FIRE 

PROTECTION
B2JZL5 PLUM - CLOGGED TOILET B-61 EMERGENCY 9/14/12 NNMC-61 1 PLUMBING
B2JZL6 PLUM - TOILET CLOGGED B-61 EMERGENCY 9/15/12 NNMC-61 1 PLUMBING
B2KBV6 TILES IN SHOWER ARE COMING UP BLDG 61 RM 201W

EMERGENCY 10/3/12 NNMC-61 1



J-1502000-05 Historical Service Orders FY12
CNIC

34 of 322

Work 
Order

Description Sub Work Type Location Priority Failure Class
Reported 

Date

B2KB8P LEAK IN BATHROOM FROM CEILING BLDG 60 RM 109E
EMERGENCY 9/28/12 NNMC-61 1

B2MNL4 TOILET CLOGGED B-61 RM-121E -WWP EMERGENCY 11/16/12 NNMC-61 1 PLUMBING
B2MNT9 TOILET FLOODS OVER THE TOILET BOWL WHEN ITS 

BEING FLUSHED B-61 RM-103E -WWP
EMERGENCY 11/15/12 NNMC-61 1 PLUMBING

B2MPMH THE ICE MACHINE IS LEAKING B-61 -WWP
EMERGENCY 4/20/12 NNMC-61 1 PLUMBING

B2MPNV HOT WATER NOT WORKING IN MENS/LADIES ROOM B-
61 -WWP

EMERGENCY 4/20/12 NNMC-61 1 PLUMBING

B2MPNW REMOVE EXIT SWITCH AND METAL BRACKETS FROM 
THE WALL B-61 BEHIND FRONT DESK -WWP

EMERGENCY 7/24/12 NNMC-61 1 REPAIR

B2MPNX NEED PICTURES HUNG IN LOBBY B-61 -WWP EMERGENCY 8/21/12 NNMC-61 1 REPAIR
B2MPNY BROKEN TILE IN THE BATHROOM B-61 RM-216W -WWP

EMERGENCY 8/24/12 NNMC-61 1 REPAIR

B2MPNZ TOILET CLOGGED B-61 RM-103W -WWP EMERGENCY 9/19/12 NNMC-61 1 PLUMBING
B2MPP3 TOILET AND SHOWER ARE BOTH LEAKING B-61 RM-

220W -WWP
EMERGENCY 9/20/12 NNMC-61 1 PLUMBING

B2MPP4 TILES IN SHOWER ARE COMING UP B-61 RM-201W -
WWP

EMERGENCY 10/3/12 NNMC-61 1 REPAIR

B2MPP6 COVER ON TILT SKILLET IS NOT WORKING PROPERLY. 
COVER WILL NOT STAY OPEN B-62 KITCHEN -WWP EMERGENCY 4/20/12 NNMC-61 1 REPAIR

B2MR63 ICE MACHINE IS LEAKING REALLY BAD IN BACK OF 
LOBBY B-61 LOBBY -WWP

EMERGENCY 11/19/12 NNMC-61 1 PLUMBING

B2MVMK MIROWAVE AND REFRIGERATOR IS NOT WORKING B-61 
RM-121W -WWP

EMERGENCY 11/26/12 NNMC-61 1 REPAIR

B2MSXB WATER LEAK COMING FROM THE LAUNDRY ROOM B-61 
LAUNDRY ROOM -WWP

EMERGENCY 11/24/12 NNMC-61 1 PLUMBING

B2NGWZ FRONT DOOR HANDICAP BUTTON NOT WORKING B-61 
LOBBY -WWP

EMERGENCY 2/8/12 NNMC-61 1

B2NGX4 LIGHTS ARENT WORKING(OVERHEAD LIGHT ON DESK) B-
61 RM-106W -WWP

EMERGENCY 2/9/12 NNMC-61 1

B2NGX5 DOORS WON'T LATCH B-61 RM-122W -WWP EMERGENCY 2/13/12 NNMC-61 1
B2NGXG CURTAIN REPLACEMENT B-61 RM-102W -WWP EMERGENCY 3/9/12 NNMC-61 1 REPAIR
B2NHHZ Toilet, B-61, RM-310 East EMERGENCY 12/10/12 NNMC-61 4 PLUMBING
B2NKFR NEEDS 16 PICTURES PUT UP IN THE EAST AND WEST 

SIDE BY THE ELEVATORS B-61 LOBBY -WWP
EMERGENCY 8/28/12 NNMC-61 1 REPAIR

B2NKFS GENM - HANG UP CURTAINS IN RMS 
209W,211W,215,218W,219W B-61 VARIOUS -WWP

EMERGENCY 8/29/12 NNMC-61 1 REPAIR

B2NKFX GENM - NEED CURTAINS HUNG IN THESE ROOMS 201W, 
203W,213W,217W B-61 VARIOUS -WWP

EMERGENCY 9/10/12 NNMC-61 1 REPAIR

B2NKFY OFFICE DOOR BEHIND FRONT DESK NEEDS TO BE 
PAINTED B-61 LOBBY -WWP

EMERGENCY 9/10/12 NNMC-61 1 FCA_PAINT

B2NKFZ PLEASE HANG UP CURTAINS B-61 RM-212W -WWP EMERGENCY 9/10/12 NNMC-61 1 REPAIR
B2NKG2 GENM - TOILET ROLL HOLDER IS BROKEN B-61 RM-

203W -WWP
EMERGENCY 9/13/12 NNMC-61 1 REPAIR

B2NKG5 1ST FLR MENS BATHROOM TOILET IS BROKEN AND 
WATER EVERYWHERE B-61 -WWP

EMERGENCY 9/24/12 NNMC-61 1 REPAIR

B2NKGD LOUNGE AREA SCREEN DOOR IS BROKEN B-61 -WWP
EMERGENCY 11/1/12 NNMC-61 1 REPAIR

B2NKGG SWITCH  HANDLE ON REFIGERATOR B-62 RM-203 -WWP
EMERGENCY 1/1/12 NNMC-61 1 REPAIR
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B26JHV HVAC - NO HEAT - BLDG 61, RM 204W EMERGENCY 1/11/12 NNMC-61 4 HVAC
B288F6 PLUMBING - CLOGGED TOILET EMERGENCY 2/7/12 NNMC-61 1
B2B7D6 TOO COLD EMERGENCY 3/12/12 NNMC-61 1
B2BKL7 PLUM-BROKEN TOILET EMERGENCY 4/7/12 NNMC-61 4 PLUMBING
B2CBXZ HVAC-NO HEAT EMERGENCY 4/24/12 NNMC-61 2 HVAC
B2CMCZ PLUM-B-61 ROOM # 120- REPAIR bathroom door lock

EMERGENCY 6/5/12 NNMC-61 4

B2JYR7 GENM - TOILET ROLL HOLDER IS BROKEN EMERGENCY 9/19/12 NNMC-61 1 REPAIR
B2KHDZ PLUM - TOILET FLOODING - BLDG 61, RM 306E EMERGENCY 10/1/12 NNMC-61 4 PLUMBING
B2KM3S SMOKE ALARM BEEPING BLDG 61 EMERGENCY 5/10/12 NNMC-61 1
B2L2RX TOILET LEAKING B-61 RM-209E -AH EMERGENCY 10/18/12 NNMC-61 1
B2LBY6 COLD CALL - NO HEAT - BLDG 65, WHOLE BLDG EMERGENCY 10/22/12 NNMC-65 4 HVAC
B2JSMV PLUM-B-65 FISHER HOUSE # 4 - CLOGGED TOILET EMERGENCY 5/12/12 NNMC-65 4 PLUMBING
B2NH7N FISCHER HOUSE #4 ROOM HAS NO POWER B-66 RM-111 

-AH
EMERGENCY 12/8/12 NNMC-66 1 ELECTRICAL

B2NJCN No Heat, B-66, Fisher House EMERGENCY 12/12/12 NNMC-66 4 HVAC
B2LW4M COLD CALL B-67 RM-201, 203, & 205 & 103 EMERGENCY 11/2/12 NNMC-67 1 HVAC
B2MSVZ EXTREME HEAT COMING FROM VENT B-67 RM-201 -AH

EMERGENCY 11/23/12 NNMC-67 1 HVAC

B2KM3W INVESTIGATE STAGNANT WATER SMELL BLDG 67
EMERGENCY 5/26/12 NNMC-67 1

B2BMLF ELEC - NO POWER TO FUEL PUMPS - BLDG 80, GAS 
STATION

EMERGENCY 4/19/12 NNMC-80 4 ELECTRICAL

B2NLSL NO POWER, B-9A RM-2106, 2nd Floor Vascular Clinic
SERVICE 12/17/12 NNMC-000 2 ELECTRICAL

B2NTHX DOOR GETS STUCK B-10A RM-CLOSE TO 124 SERVICE 12/28/12 NNMC-000 1 STRUCTURAL
B2M2RS VFD not working SERVICE 11/8/12 NNMC-000 2 HVAC
B2N8KZ Replace the Plenum filters in Main Mechanical Room

SERVICE 12/5/12 NNMC-000 2 HVAC

B2N8L7 Replace the Plenum filters in Main Mechanical Room - 
BLDG 19, MER

SERVICE 12/5/12 NNMC-000 2 HVAC

B2M4Z5 Toilet, B-9A, RM-4169 URGENT 11/14/12 NNMC-000 3 PLUMBING
B2NJZL CEILING LEAK B-17B RM-3065 URGENT 12/13/12 NNMC-000 1 PLUMBING
B2NK3N TOILET IS PLUGGED UP IN ER B-9A RM-1ST FLOOR ER

URGENT 12/13/12 NNMC-000 1 PLUMBING

B2NSPV Toilet, B-9A, RM-1529 Nuclear Medicine URGENT 12/27/12 NNMC-000 3 PLUMBING
B2NRPM CLOGGED TOILET, BLDG 9A, RM 2007 URGENT 12/21/12 NNMC-000 3 PLUMBING
B2N9BV KEY BROKEN IN LOCK B-17A RM-2015 SERVICE 12/6/12 NNMC-000 1 LOCKS
B2MP9T ONE LIGHT BULB OUT B-62 RM-3043 SERVICE 11/19/12 NNMC-000 1 ELECTRICAL
B2M2RL Hot Water Line Auto Vent and Condensation Receiver 

Tank
SERVICE 11/8/12 NNMC-000 2 PLUMBING

B2NTRF POWER OUTAGE - BLDG 54 & 19 TUNNEL URGENT 12/31/12 NNMC-000 3 ELECTRICAL
B2KJW3 Repair/replace air separator - BLDG 4/6, Rm 1357A

SERVICE 10/12/12 NNMC-000 2 HVAC

B2NGKK NEGATIVE PRESSURE ALARM - AUTO DOOR TO CLEAN 
ROOM - BLDG 9A, RM 3203

URGENT 12/7/12 NNMC-000 3 ELECTRICAL

B2NRBF DOOR WILL NOT CLOSE B-9A RM-STAIR B-2 SERVICE 12/20/12 NNMC-000 1 FCA_STRU
B2LZGX COLD CALL B-9A RM-1507 SERVICE 11/6/12 NNMC-000 1 HVAC
B2MNR2 HOT CALL B-82 1ST FLOOR URGENT 11/16/12 NNMC-000 1 HVAC
B2N7PT Hot Call, B-9A Emergency Room URGENT 12/3/12 NNMC-000 3 HVAC
B2N7KP Hot Call, B-9A Nueclear Medicine URGENT 12/3/12 NNMC-000 3 HVAC
B2N8CS Hot Call, B-4/6, Naval Dosimetry Office URGENT 12/5/12 NNMC-000 3 HVAC
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B2NNMH Water Chiller, B-9A, RM-1524 Nueclear Medicine
URGENT 12/18/12 NNMC-000 3 HVAC

B2NS6Z HVAC - TOO COLD,NNMC-9A,RM 4165 SERVICE 12/24/12 NNMC-000 2 HVAC
B2NRZK Cold Call, Gate 3 at the NEX gate URGENT 12/26/12 NNMC-000 3 HVAC
B2M2SF Siemens 2' Steam Valve and Boiler Room Air 

Compressor
SERVICE 11/8/12 NNMC-000 2 HVAC

B2MT9X HEAT EXCHANGER CONRTOL VALVE, Dalecarlia -
Freemont Bldg, Basement Mechanical Room (Pump 
Area)

URGENT 11/27/12 NNMC-000 2 HVAC

B265X8 GENM- TOLIET SEAT BROKEN B19 URGENT 1/6/12 NNMC-000 2 REPAIR
B2656T GENM -GATES SERVICE 1/5/12 NNMC-000 1 REPAIR
B263PF HVAC - TOO COLD - BLDG 17, SEVERAL ROOMS URGENT 1/3/12 NNMC-000 2 HVAC
B26644 DOOR, MIRROR, OUTLET b19 SERVICE 1/6/12 NNMC-000 1 REPAIR
B278RB LOCK - BROKEN LOCK - BLDG 19, RM 2514 URGENT 1/13/12 NNMC-000 2
B27B5H HVAC- FAN COIL SERVICE 1/17/12 NNMC-000 1 HVAC
B279XM PLUM - CLOGGED TOILET - BLDG 19, RM 3627 URGENT 1/17/12 NNMC-000 2 PLUMBING
B27B34 PLUM - BROKEN SINK FAUCET - BLDG 19, RM 4415 URGENT 1/17/12 NNMC-000 2 PLUMBING
B27B5F ELEC-LIGHTS OUT - BLDG 17, SUITE 1A SERVICE 1/17/12 NNMC-000 1 ELECTRICAL
B279ZN GENM-LOOSE SEAT SERVICE 1/17/12 NNMC-000 1 REPAIR
B27FSW LOCK-010 CCU URGENT 1/19/12 NNMC-000 3 STRUCTURAL
B27FZM DELAWARE - ELEVATOR DOWN IN BLDG 62 URGENT 1/20/12 NNMC-000 2 REPAIR
B27G34 ELEC - BUZZING NOISE - BLDG 17, RM 3376, 3107 SERVICE 1/20/12 NNMC-000 1 ELECTRICAL
B27JJ6 ELEC - POWER OUTLETS - B9A, RM 3004 SERVICE 1/25/12 NNMC-000 1 ELECTRICAL
B27HT2 GENM - BATHROOM STALL DOOR - B17, RM B139 SERVICE 1/24/12 NNMC-000 1 REPAIR
B27JMX PLUM - Restore proper pressure to Eye wash unit URGENT 1/25/12 NNMC-000 1
B27HMW GENM- BATHROOM DOOR

URGENT 1/24/12 NNMC-000 2 REPAIR

B27HKW LIGHT FIXTURE B51 URGENT 1/24/12 NNMC-000 2 ELECTRICAL
B27JW7 BKCT - MISSING CEILING TILES SERVICE 1/25/12 NNMC-000 1 LABOR
B27Y7W GENM - STALL DOOR BROKEN - BLDG 19, RM 1111 URGENT 2/6/12 NNMC-000 2 REPAIR
B27XXV CARP - SMOOTH OFF BENCH SERVICE 2/6/12 NNMC-000 1 REPAIR
B27Y8V GENM - 6 spaces blacked out URGENT 2/6/12 NNMC-000 2 FCA_PAINT
B27XZ6 HVAC - TOO COLD - BLDGS 239/147 URGENT 2/6/12 NNMC-000 2 HVAC
B27XKR GENM - REPAIR TRIM & MOLDING - BLDG 19, RM B027

SERVICE 2/3/12 NNMC-000 1 REPAIR

B27XKX ELEC - EXPOSED WIRES - BLDG 19, RM B027 URGENT 2/3/12 NNMC-000 2 ELECTRICAL
B27XL8 PLUM - TOILET NOT WORKING - BLDG 19, RM B326 URGENT 2/3/12 NNMC-000 2 PLUMBING
B27XNH PLUM - 2 WATER FOUNTAINS - BLDG 17, POOL DECK

SERVICE 2/3/12 NNMC-000 1 PLUMBING

B27XNW GENM - TRANSITION STRIP - BLDG 19, RM 2637 URGENT 2/3/12 NNMC-000 2 REPAIR
B28KM5 GENM - CHEMICAL FUME HOOD - BLDG 19, RM B-007

URGENT 2/15/12 NNMC-000 2 HVAC

B28K4Z HVAC - TOO COLD - BLDG 19, RM 4147 URGENT 2/14/12 NNMC-000 2 HVAC
B28FP7 PTNG - PATCH AND PAINT - Bld.3 leading into Bld. 19

SERVICE 2/13/12 NNMC-000 1 FCA_PAINT

B28KKK HVAC - TOO COLD - BLDG 19, INT MED, RM 2826 URGENT 2/14/12 NNMC-000 2 HVAC
B28LZV PLUM - DRAIN STICKING UP - BLDG 19, RM 3472 URGENT 2/18/12 NNMC-000 2 PLUMBING
B28LZY ELEC - INSTALL POWER SOURCE - BLDG 51, RMS 2122, 

2126A
SERVICE 2/18/12 NNMC-000 1 ELECTRICAL

B28RF5 ELEC - SECURE EXPOSED WIRES - BLDG 9A, OUTSIDE 
MAIN ER ENTRANCE

URGENT 2/23/12 NNMC-000 2 ELECTRICAL

B28R2G ELEC - BALLAST - BLDG 17, RM 2032 URGENT 2/22/12 NNMC-000 2 ELECTRICAL
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B28PMY LOCK - FIRE DOOR - BLDG 51, NEXT TO RM 1200 URGENT 2/22/12 NNMC-000 2 LOCKS
B28RJN ELEC - LIGHT OUT - BLDG 17, CUBE 18 URGENT 2/23/12 NNMC-000 2 ELECTRICAL
B28RNM PLUM - INSTALL SCOPE WASH MACHINE SERVICE 2/23/12 NNMC-000 1 PLUMBING
B28RPZ FIRE -  FIRE EXTINGUISHER - BLDG 9A, OUTSIDE RM 3073

URGENT 2/23/12 NNMC-000 2 FIRE EQUIPMENT

B28RRC PTNG - PATCH AND PAINT - BLDG 19, RM 4513 SERVICE 2/23/12 NNMC-000 1 FCA_PAINT
B28RRX LOCK - STRIKE PLATE URGENT 2/23/12 NNMC-000 2 LOCKS
B28PVR LOCK - KEY FREQUENTLY GETS STUCK - BLDG 17, RM 

4031
URGENT 2/22/12 NNMC-000 2 LOCKS

B28RMG PLUM - RUNNING TOILET - BLDG 9A, RM 3107 URGENT 2/23/12 NNMC-000 2 PLUMBING
B28RNB PLUM - INSTALL SCOPEWASH MACHINE - BLDG 9A - RM 

2336
SERVICE 2/23/12 NNMC-000 1

B28R9F GENM - SQUEAKING DOOR - BLDG 17B, 2ND FLOOR, 
NEAR 2C

SERVICE 2/23/12 NNMC-000 1 REPAIR

B292ZB PTNG - PATCH AND PAINT - BLDG 19, RM 4612 SERVICE 2/27/12 NNMC-000 1 FCA_PAINT
B293C6 HVAC - TOO COLD - BLDG 9A, RM 1004 URGENT 2/27/12 NNMC-000 2 HVAC
B293DC LOCK - DOOR HANDLE OFF - BLDG 9A, RM 1004 URGENT 2/27/12 NNMC-000 2 LOCKS
B293DV ELEC - DIMMER SWITCH - BLDG 9A, CONCIERGE 

STATION NEAR 4013
SERVICE 2/27/12 NNMC-000 1 ELECTRICAL

B299YV PLUM - DRIPPING WATER - BLDG 17B, RM 2075 URGENT 2/29/12 NNMC-000 2 PLUMBING
B299ZS GENM - SWITCH DOORS - BLDG 19, RM 2645, 2619 SERVICE 2/29/12 NNMC-000 1
B29B35 CARP - ADD WINDOW TO DOOR - BLDG 19, RM 2619

SERVICE 2/29/12 NNMC-000 1 LABOR

B29B4T PLUM - FLUSHING TOILET - BLDG 17, GYM, LADIES 
LOCKER ROOM

URGENT 2/29/12 NNMC-000 2 PLUMBING

B29CXT HVAC - TOO COLD / TOO HOT- BLDG 17, RM 4003/4057
URGENT 3/1/12 NNMC-000 2 HVAC

B29CYY GENM - REPLACE STAIR TREADS - BLDG 17 STAIRWELL 4
URGENT 3/1/12 NNMC-000 2 STRUCTURAL

B29CZ5 ELCON - ELEVATOR DOWN - BLDG 32, ELEVATOR 1 URGENT 3/1/12 NNMC-000 2 REPAIR
B29CLB ELEC-INSTALL OUTLETS - BLDG 17, GYM SERVICE 3/1/12 NNMC-000 1 ELECTRICAL
B29CNS ELEC - FLICKERING LIGHT - BLDG 17B, RM 3062 URGENT 3/1/12 NNMC-000 2 ELECTRICAL
B29CRC NURSE CALL - LIGHT STAYS ON - BLDG 19, RM 3218 URGENT 3/1/12 NNMC-000 2 ELECTRICAL
B29CSM PLUM - REPAIR TOILET - BLDG 19, RMS 3218, 3221 URGENT 3/1/12 NNMC-000 2 PLUMBING
B29D38 ELEC - OUTLET NOT WORKING - BLDG 17, RM 4028 SERVICE 3/1/12 NNMC-000 1 ELECTRICAL
B298LK BKCT - REPLACE CEILING TILE - BLDG 19, RM 5103 SERVICE 2/28/12 NNMC-000 1 LABOR
B29MCZ HVAC - TOO COLD - BLDG 239/147 URGENT 3/6/12 NNMC-000 2 HVAC
B29RLS GENM-CUT TREES SERVICE 3/12/12 NNMC-000 1 LABOR
B29RLX GENM-REPAIR/REPLACE TOILET SEAT SERVICE 3/12/12 NNMC-000 1 REPAIR
B29RH5 LOCK-REPLACE CYPHER LOCK CODE URGENT 3/12/12 NNMC-000 2 LOCKS
B29KG8 HVAC - TOO COLD - BLDG 17, RM 3026 URGENT 3/5/12 NNMC-000 2 HVAC
B29V32 GENM - PAVILLION SERVICE 3/14/12 NNMC-000 1 LABOR
B29P4X HVAC - Roof Exhaust Motor Malfunction - BLDG 9A, RM 

2010
URGENT 3/9/12 NNMC-000 2 HVAC

B29MYY PTNG - PATCH AND PAINT - BLDG 9A, RMS 3314, 
ALCOVE 3333

SERVICE 3/7/12 NNMC-000 1 FCA_PAINT

B29N2T PTNG - PATCH AND PAINT - BLDG 9A, RM 4169 URGENT 3/7/12 NNMC-000 1 FCA_PAINT
B29VD6 PLUM - CLOGGED TOILET - BLDG 9A, RM 2812 URGENT 3/14/12 NNMC-000 2 PLUMBING
B29VGN LOCKS- CIPHER LOCK - BLDG 19, 3RD FLOOR URGENT 3/14/12 NNMC-000 1 LOCKS
B29XK5 LOCKS - RECODE CIPHER LOCK - BLDG 10A, FRONT 

ENTRY
URGENT 3/16/12 NNMC-000 2

B29VL6 FIRE - WOOD FIRE DOOR - BLDG 9A, DOOR 1300 URGENT 3/15/12 NNMC-000 2 ELECTRICAL
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B29ZVK PLUM - CLOGGED TOILET - BLDG 19, RM B326 URGENT 3/20/12 NNMC-000 2 PLUMBING
B2B24J HVAC - AC IS DOWN - BLDG 17, RM B086 URGENT 3/20/12 NNMC-000 2 HVAC
B2B26L GENM - LOOSE TOILET SEATS SERVICE 3/20/12 NNMC-000 1 REPAIR
B2B26X PEST - RATS BY DUMPSTER SERVICE 3/20/12 NNMC-000 1 PEST CONTROL
B2B2RP HVAC - GETTIN' HOT - BLDG 240, ELECTRIC VAULT URGENT 3/21/12 NNMC-000 2 HVAC
B2B29W LOCK - BROKEN LOCK - BLDG 19, RM 2041 URGENT 3/21/12 NNMC-000 2 LOCKS
B2B2BP ELEC - DOOR SWITCH - BUILDING 19, ROOM B328 SERVICE 3/21/12 NNMC-000 1 ELECTRICAL
B2B85D SYSTEM-REPAIR SYSTEM HEAD SPRINLER

URGENT 3/29/12 NNMC-000 2
FIRE 

PROTECTION
B2B7YY LOCK-104 ORTHO & REHAB SERVICE 3/29/12 NNMC-000 1 STRUCTURAL
B2B7Z9 LOCK- 105 RADONC CLINIC SERVICE 3/29/12 NNMC-000 1 STRUCTURAL
B2B7ZX LOCK- 107 GEN INTERNAL MED SERVICE 3/29/12 NNMC-000 1 STRUCTURAL
B2B852 ELEC - OUTLET STOPPED WORKING - BLDG 19, RM 2149

SERVICE 3/29/12 NNMC-000 1 ELECTRICAL

B2B8ZJ PLUM-INVESTIGATE/REPAIR WOMEN'S RESTROOM SINK 
LEAKING COLD WATER

SERVICE 3/30/12 NNMC-000 1 PLUMBING

B2B8ZZ ELEC-INVESTIGATE/REPAIR PNEUMATIC TUBE SYSTEM
SERVICE 3/30/12 NNMC-000 1 ELECTRICAL

B2BDCC HVAC-INVESTIGATE/REPAIR A/C URGENT 4/4/12 NNMC-000 2 HVAC
B2BDCH PTNG - Paint two handicap spots - Front of temporary 

NEX.
SERVICE 4/4/12 NNMC-000 1 FCA_PAINT

B2BGYX LOCK - DOOR NOT LOCKING PROPERLY - BLDG 9A, RM 
1514A

SERVICE 4/7/12 NNMC-000 1 LOCKS

B2BLD8 PLUM - EYEWASH STATION - BLDG 19, RM 3611 URGENT 4/17/12 NNMC-000 2 PLUMBING
B2BJL7 ELEC - OUTLETS - BLDG 19, COFFEE SHOP SERVICE 4/12/12 NNMC-000 1 ELECTRICAL
B2BJNX DOORS - ATTACH DOOR STOPPERS - BLDG 51, FRONT 

LOBBY
SERVICE 4/12/12 NNMC-000 1 LABOR

B2BHSJ ELEC-Repair Electrical Wires SERVICE 4/10/12 NNMC-000 1 ELECTRICAL
B2BHNJ ELEC - PULL CORD - BLDG 19, RM 6109 URGENT 4/10/12 NNMC-000 2 ELECTRICAL
B2BHSP ELEC-Provide and Install Exit Lights SERVICE 4/10/12 NNMC-000 1 ELECTRICAL
B2BKDX ELEC - DOOR MAGNET FAILURE - B DG 9, RM 2320 URGENT 4/16/12 NNMC-000 2 ELECTRICAL
B2BHXW Lock- 113 JTF CAPMED SERVICE 4/10/12 NNMC-000 1 STRUCTURAL
B2BKD8 HVAC - TOO HOT - BLDG 19, RM 3521, 3532, 3625, 3534

URGENT 4/16/12 NNMC-000 2 HVAC

B2BJ68 GENM - GENERATOR CABINET - BLDG 51, REAR DOOR 
NEAR PARKING LOT

SERVICE 4/11/12 NNMC-000 1 REPAIR

B2BKG9 HVAC-HOT TEMPERATURE URGENT 4/16/12 NNMC-000 2 HVAC
B2BM7Z HVAC - TOO COLD - BLDG 65, 107 TO 112 WING URGENT 4/19/12 NNMC-000 2 HVAC
B2BMB2 GENM - BROKEN TOWEL RACK - BLDG 66, RM 102 URGENT 4/19/12 NNMC-000 2 REPAIR
B2BNSW Lock- 122 Orthopedics SERVICE 4/23/12 NNMC-000 4 LOCKS
B2BNL7 ELEC/HVAC - POOL LIGHTS/POOL VENTS - BLDG 19, RM 

1134
SERVICE 4/23/12 NNMC-000 1 ELECTRICAL

B2BNT3 Lock- 126 Neurology SERVICE 4/23/12 NNMC-000 4 LOCKS
B2BP7D UNDER SINK PIPE DRIPPING GREEN SLUDGE - BLDG 19, 

RM 1442
URGENT 4/24/12 NNMC-000 2 PLUMBING

B2BRFW LOCK - - KEYPAD BROKEN - URGENT 4/27/12 NNMC-000 LOCKS
B2BRCB HVAC - TOO WARM - BLDG 17, RM B-127 URGENT 4/26/12 NNMC-000 2 HVAC
B2BV9D BKLG - REPLACE3 LIGHTS - BLDG 9A, NEAR 4013 SERVICE 5/2/12 NNMC-000 1 ELECTRICAL
B2BVB6 ELEC - RESTORE POWER IN PAVILION - PICNIC PAVILION - 

BLDGS 257 & 258
URGENT 5/2/12 NNMC-000 2 ELECTRICAL

B2BVJS GENM- INSTALL BOX FOR FIRE EXTINGUISHER AND 
REMOUNT TO THE WALL. BLDG 32

URGENT 5/2/12 NNMC-000 2 FIRE EQUIPMENT
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B2BVPH BKLG-REPLACE BURNED OUT LIGHTS, BLDG 66 SERVICE 5/2/12 NNMC-000 1 ELECTRICAL
B2BVSV HVAC-FILTER ALARM ON AIR HANDLER SOUNDING, 

BLDG 19
URGENT 5/2/12 NNMC-000 2 HVAC

B2C7M5 LOCKS - BROKEN LOCK - BLDG 65, FISHER HOUSE 3 SERVICE 5/15/12 NNMC-000 2 LOCKS
B2C7MT GENM - ADJUST DOOR - BLDG 9A, STAIR DOOR STB1

SERVICE 5/15/12 NNMC-000 2 REPAIR

B2C6WS PLUM - CLOGGED TOILET - BLDG 9A, RM 3057 URGENT 5/14/12 NNMC-000 2 PLUMBING
B2BYC3 Lock- 121 Hem/Onc SERVICE 5/7/12 NNMC-000 4 LOCKS
B2C57S LOCK/HVAC - DOOR OUT OF ALIGNMENT - BLDG 51, RM 

1010
SERVICE 5/9/12 NNMC-000 1 LOCKS

B2C5MJ PTNG - paint parking spaces - Bldg 16 - Rixey Rd North of 
Bldg 16

SERVICE 5/10/12 NNMC-000 1 FCA_PAINT

B2C63N LOCK - BROKEN DOOR LOCK - BLDG 17, RM 1012 SERVICE 5/11/12 NNMC-000 1 LOCKS
B2C5TM HVAC - INSULATE CHW BRAIDED LINE SERVICE 5/10/12 NNMC-000 1 HVAC
B2C7CV ELEC - INSTALL OUTLET - BLDG 9A, RM 2039 SERVICE 5/15/12 NNMC-000 2 ELECTRICAL
B2C72C ELEV - BOTH EAST SIDE ELEVATORS DOWN URGENT 5/14/12 NNMC-000 2 REPAIR
B2C84N HVAC - FUME HOODS - BLDG 17, RM 4022, 4024 URGENT 5/16/12 NNMC-000 3 HVAC
B2CBWN HVAC - TOO HOT - BLDG 17, 3RD FLOOR, ALL SUITE B

URGENT 5/18/12 NNMC-000 3 HVAC

B2CCHZ GENM - ADJUST DOOR CLOSER - BLDG 65, RM 206 SERVICE 5/18/12 NNMC-000 2 REPAIR
B2CFDL Lock- Physical Therapy SERVICE 5/22/12 NNMC-000 4 LOCKS
B2CDCD ELEC - OVERHEAD COMMUNICATIONS - BLDG 9A URGENT 5/22/12 NNMC-000 3 ELECTRICAL
B2CDD3 PLUM - ICE MACHINE - BLDG 9A, RM 1010 URGENT 5/22/12 NNMC-000 3 APPLIANCE
B2CFWC Lock- Nuclear Medicine Clinic SERVICE 5/23/12 NNMC-000 4 LOCKS
B2CFWT Lock- 3D Imaging, Radiology Dept SERVICE 5/23/12 NNMC-000 4 LOCKS
B2CJZT FIRE - ENUNCIATOR PANEL ALARM - BLDG E, (75 OR 76) 

PARKING LOT LEVEL
URGENT 5/29/12 NNMC-000 3 FIRE EQUIPMENT

B2CLFP GENM-Bldg. 62, Exterior right outside door and furniture 
need to be pressure-washed.

SERVICE 6/1/12 NNMC-000 2 REPAIR

B2CS7N ELEC - LIGHTS WON'T TURN ON - BALLAST PROBLEM - 
BLDG 81T

SERVICE 6/11/12 NNMC-000 2 ELECTRICAL

B2CSN2 PLUM-B-51 ROOM # 1014 - REPAIR URINAL LEAK SERVICE 6/12/12 NNMC-000 2 PLUMBING
B2CRNZ HVAC - RUNNING HOT AT USUHS GATE - BLDG 85 URGENT 6/11/12 NNMC-000 3 HVAC
B2CW9F GENM - CAMERA LENS COVER LOOSE - NORTH GATE

SERVICE 6/15/12 NNMC-000 2 REPAIR

B2D3H9 ELEC-Building 62 - Install electrical receptacle behind TV
SERVICE 6/22/12 NNMC-000 4 ELECTRICAL

B2D3XS PEST-FLYING INSECTS IN PATIENT ROOM. SERVICE 6/22/12 NNMC-000 4 PEST CONTROL
B2FB3J ELEC - AUTO DOOR MALFUNCTIONING - BLDG 9A, 

ENTRYWAY BY ESCALATOR
SERVICE 6/29/12 NNMC-000 2 ELECTRICAL

B2FB66 PLUM - TEST CONDENSER WATER - BLDGS 63 TO 19
SERVICE 6/29/12 NNMC-000 2

ENVIRONMENTA
L

B2FMRF HVAC-Bldg. 65, Rm. 105. Vents in bathroom and room 
are leaking water. Please fix.

URGENT 7/3/12 NNMC-000 3 HVAC

B2FV3G GENM-Large branch blocking sidewalk. SERVICE 7/9/12 NNMC-000 4 GROUNDS
B2FNJ2 PTNG - PATCH & PAINT - BLDG 9A, RMS 3233, 3432 SERVICE 7/5/12 NNMC-000 2 FCA_PAINT
B2FLST ELCON-Bldg. 63, America Garage, Single elevator closest 

to America Bldg. has stopped working. Nor further 
details known.

URGENT 7/2/12 NNMC-000 3 CONVEYING

B2FGW7 GENM-Fence line needs to be cleared of tree limbs and 
repaired where appropriate. Please see details. SERVICE 7/2/12 NNMC-000 2 REPAIR
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B2FLRJ ELEC-Bldg. 63, America Garage, 1st Floor. Inbound 2nd 
sensor was hit by car and is damaged. Please fix. SERVICE 7/2/12 NNMC-000 2

B2FMYZ GENM-REPAIR GENERATOR DOOR SERVICE 7/3/12 NNMC-000 4 REPAIR
B2GJKC PEST-EXTERMINATION NEEDED IN FREEMONT BUILDING 

AT DALECARLIA
SERVICE 7/19/12 NNMC-000 4 PEST CONTROL

B2GJC5 PLUM - CLOGGED TOILET - BLDG 9A, RM 1798 URGENT 7/19/12 NNMC-000 3 PLUMBING
B2GJDY PLUM-Bldg. 52, G-level, near Rm. 63. Hot water main 

line is leaking. Please fix leak.
URGENT 7/19/12 NNMC-000 3 PLUMBING

B2GLNL ELEC - NEED POWER SOURCE - BLDG 9A,RM 1314 SERVICE 7/24/12 NNMC-000 2 ELECTRICAL
B2GLNN PTNG - PATCH & PAINT - BLDG 9A, RM 1120, 1042 SERVICE 7/24/12 NNMC-000 2 FCA_PAINT
B2GXN4 PLUM - NO HOT WATER - BLDG 51, RESTROOM NEAR 

2ND FLOOR ELEVATOR
URGENT 8/2/12 NNMC-000 3 PLUMBING

B2GVKC PLUM - CLOGGED ICE MACHINE - PATIENT CARE - BLDG 
9A, RM 1010 (ER)

URGENT 8/1/12 NNMC-000 3 APPLIANCE

B2GX4C ELEC-B-9A ROOM # RIGHT NEXT TO ROOM 4157 - 
HILLROM CALLBELL SYSTEM MALFUNCTIONING.

URGENT 8/1/12 NNMC-000 ELECTRICAL

B2H5MW ELEC-B-51 ROOM # CORRIDOR OUTSIDE OF ROOM 
2122B - INSTALL POWER OUTLET

SERVICE 8/7/12 NNMC-000 ELECTRICAL

B2H67M PLUM-B-9A ROOM # 1556 - WATER CONTINOUSLY 
RUNNING.

URGENT 8/8/12 NNMC-000 PLUMBING

B2H5WK PLUM-B-9A ROOM # 2007 - CLOGGED TOILET SERVICE 8/7/12 NNMC-000 PLUMBING
B2H7CP HVAC - CONTRACTOR DUTIES - DALECARLIA - RUTH AND 

WARREN BLDGS
SERVICE 8/9/12 NNMC-000 2

CONTRACT 
ACTION

B2H7CV HVAC - Remove freon from old chiller - Gov't Gas 
station.

URGENT 8/9/12 NNMC-000 3
ENVIRONMENTA

L
B2H7T4 HVACB-67 ROOM # 107 TO 112 - AC NOT WORKING

URGENT 8/10/12 NNMC-000 HVAC

B2H522 GENM-B-9A ROOM # 3210 AND DOOR NEXT TO STB2 - 
REPAIR DOUBLE DOORS

SERVICE 8/6/12 NNMC-000 2 REPAIR

B2HFM2 LOCK-CYPHER LOCK IS NOT WORKING URGENT 8/14/12 NNMC-000 4 LOCKS
B2HFCS ELEC-B-62 ROOM # B307E - REPAIR ELECTRICAL OUTLET.

SERVICE 8/14/12 NNMC-000 2 ELECTRICAL

B2HCK5 ELEC-BLDG 51, REPLACE BLOWN LIGHT BULBS IN 
CONFERENCE ROOM.

SERVICE 8/13/12 NNMC-000 1 ELECTRICAL

B2HCWJ PTNG - PATCH & PAINT / REHANG SUPPLY UNIT - BLDG 
9A, RM 2068

SERVICE 8/13/12 NNMC-000 2 FCA_PAINT

B2HFKK HVAC-65 ROOM # WING 101 TO 106 - REPAIR AC NOT 
WORKING.

URGENT 8/14/12 NNMC-000 3 HVAC

B2JJXX HVAC -  Hot Call From Fremont Building - DALECARLIA 
FREMONT - IDF CORE FAN UNITS

URGENT 8/28/12 NNMC-000 3 HVAC

B2JJPL GENM - BATHROOM DOOR PULLING WOOD FROM 
FRAME - BLDG 66, RM 207

SERVICE 8/28/12 NNMC-000 2 STRUCTURAL

B2JK32 HVAC B-51 ROOM # 1124A MRI ROOM - COLD 
TEMPERATURE.

URGENT 8/29/12 NNMC-000 3 HVAC

B2JK8M ELEC-B-65 ROOM # 203 - REPLACE THREE BURNED OUT 
LIGHTS.

SERVICE 8/29/12 NNMC-000 2 ELECTRICAL

B2JJ6J HVAC - Replace the Plenum filters in Main Mechanical 
Room - Bldg. 9A

SERVICE 8/28/12 NNMC-000 2 HVAC

B2JK92 GENM - CRACK IN CEILING - BLDG 65, RM 101 SERVICE 8/29/12 NNMC-000 2 REPAIR
B2JWLT NO POWER IN ROOM URGENT 9/11/12 NNMC-000 3 ELECTRICAL



J-1502000-05 Historical Service Orders FY12
CNIC

41 of 322

Work 
Order

Description Sub Work Type Location Priority Failure Class
Reported 

Date

B2JY6G CARP - INSTALL CHAIR MOLDING - BLDG 9A, RM 1033
SERVICE 9/18/12 NNMC-000 2 LABOR

B2JWSR BUCKLED TILES - BLDG 51, RM OUTSIDE 1206 SERVICE 9/13/12 NNMC-000 2 REPAIR
B2JXCW GENM - PATCH AND PAINT LIVINGROOM WALL SERVICE 8/27/12 NNMC-000 2 REPAIR
B2JXCY TOILET CONTIONOUSLY RUNNING URGENT 8/29/12 NNMC-000 3 PLUMBING
B2JXD4 HOT NETWORK CLOSET URGENT 8/27/12 NNMC-000 3 HVAC
B2JZCT GENM- Patch and paint, B-9A, RM-1029 SERVICE 9/20/12 NNMC-000 2 REPAIR
B2K26S Hot Call Fremont Building - No Air Flow from VAV's in 

room 3099
SERVICE 9/24/12 NNMC-000 2 HVAC

B2K2XW COLD CALL - TOO COLD IN BLDG 9A, RM 4165 URGENT 9/25/12 NNMC-000 3 HVAC
B2K44V ELEC - SLIDING DOORS STOPPED WORKING - BLDG 9A, 

RM 3203
SERVICE 9/26/12 NNMC-000 2 ELECTRICAL

B2K435 Handy men:Building 62 ¿ Front Patio Pressure Washing 
and Cleaning

SERVICE 9/26/12 NNMC-000 2 REPAIR

B2K3ZR ALARM- LAB AIR SYSTEM MALFUNCTIONING (COME TO 
BLDG 10 CDO DESK FOR FURTHER INSTRUCTIONS) SERVICE 9/21/12 NNMC-000 2 HVAC

B2K4XN REPAIR DOORKNOB TO ER - BLDG 9A, RM 1029 SERVICE 9/28/12 NNMC-000 2 LOCKS
B2K6C2 NEGATIVE PRESSURE, B-9A, RM-1512 SERVICE 10/3/12 NNMC-000 2 HVAC
B2K6D7 HOT CALL - NO AIR MOVEMENT - BLDG 51, ALL 1ST 

FLOOR
URGENT 10/3/12 NNMC-000 3 HVAC

B2K6Z3 HOT CALL - BLDG 4/6, ALL 3RD FLOOR URGENT 10/3/12 NNMC-000 3 HVAC
B2KJL5 HOT CALL - TOO HOT IN DR'S OFFICE - BLDG 9A, RM 

1512
URGENT 10/11/12 NNMC-000 3 HVAC

B2KJMY DALECARLIA - LEAK BY FRIEGHT ELEVATOR 3RD FLOOR
SERVICE 10/11/12 NNMC-000 1

B2KJN2 Bathroom Leaks DALECARLIA -FREEMONT BLDG SERVICE 10/11/12 NNMC-000 1
B2KJDL PLUM - BROKEN SHOWER HEAD - BLDG 9A, RM 4043

SERVICE 10/11/12 NNMC-000 2 PLUMBING

B2KJ64 DOOR WON'T OPEN - BLDG 51, NICOE, WEST ENTRY
SERVICE 10/11/12 NNMC-000 2 REPAIR

B2KMCX PLUM - WATER IN SINK RUNNING NON STOP - BLDG 9A, 
RM 3322

SERVICE 10/16/12 NNMC-000 2 PLUMBING

B2KS75 NEGATIVE PRESSURE, B-9A, RM-1230 URGENT 10/17/12 NNMC-000 3 HVAC
B2KPP2 GENM - VARIOUS JOBS - BLDG 51, RM 2400 SERVICE 10/16/12 NNMC-000 2 LABOR
B2KPND Sink Knobs, B-10A ,RM-110 SERVICE 10/16/12 NNMC-000 2 PLUMBING
B2LC5T Cypher Lock- B-14T SERVICE 10/22/12 NNMC-000 2 LOCKS
B2LG77 Door, B-14T, Northside door SERVICE 10/23/12 NNMC-000 2 REPAIR
B2LVH9 Ice machine, B-9A, RM-4120 SERVICE 11/2/12 NNMC-000 2 PLUMBING
B2LV3P Door, B-3/5, main door SERVICE 11/1/12 NNMC-000 2 REPAIR
B2LV59 LIEBERT COOLING UNIT LEAKING - PUDDLING - BLDG 9A, 

RM B-007
URGENT 11/1/12 NNMC-000 3 HVAC

B2LTZ7 HANDYMEN - REPLACE UNDER CABINET LIGHT - BLDG 
51, RM 1501

SERVICE 11/1/12 NNMC-000 2 LABOR

B2M2CW Clogged Sink, B-9A, RM-4097
URGENT 11/7/12 NNMC-000 3 PLUMBING

B2M2S3 Roofing/ Stairwell/ Lobby Leaks WORK SERVICE 11/8/12 NNMC-000 2 REPAIR
B2637Z ELEC - 2 LIGHTS BURNED OUT - TUNNEL 177 SERVICE 1/3/12 NNMC-000 1 ELECTRICAL
B2644Z ELEC- POWER URGENT 1/4/12 NNMC-000 2 ELECTRICAL
B263RW ELEC- LIGHT SERVICE 1/4/12 NNMC-000 1 ELECTRICAL
B263XX LOCK - RESTROOM LOCK - BLDG 19, RM B303 URGENT 1/4/12 NNMC-000 2 LOCKS
B264YX LOCK - DOOR ALARM - BLDG 17, NEAR 3025 URGENT 1/5/12 NNMC-000 2 REPAIR
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B264ZL HVAC - VENT - BLDG 17, RM 3100 SERVICE 1/5/12 NNMC-000 1 HVAC
B26G6C GENM - PNEUMATIC BARRIER - USUHS GATE 5 URGENT 1/9/12 NNMC-000 2 REPAIR
B26G7F LOCK - BROKEN LOCK -  BLDG 19, RM 1012 URGENT 1/9/12 NNMC-000 2 LOCKS
B2664N PTNG - paint several crosswalks SERVICE 1/6/12 NNMC-000 1 FCA_PAINT
B266BL PTNG - PATCH AND PAINT - BLDG 9A, RM 2816 SERVICE 1/6/12 NNMC-000 1 FCA_PAINT
B266BZ GENM - LOWER SHOWER CURTAIN RODS SERVICE 1/6/12 NNMC-000 1 LABOR
B26GHB HVAC- NO HEAT URGENT 1/9/12 NNMC-000 2 HVAC
B26G5G ELEC- WALL OUTLETS URGENT 1/9/12 NNMC-000 2 ELECTRICAL
B26GR3 BROKEN LOCKS, BROKEN LIGHT B51 SERVICE 1/10/12 NNMC-000 1 REPAIR
B26GWK PLUM- TOILET URGENT 1/10/12 NNMC-000 2 PLUMBING
B26GYW ELEC- LIGHT URGENT 1/10/12 NNMC-000 2 ELECTRICAL
B26H3H CODE BLUE STRING B19 URGENT 1/10/12 NNMC-000 2 FCA_OTHER
B26H52 GENM- DOOR URGENT 1/10/12 NNMC-000 2 REPAIR
B26H78 GENM - LOCK NOT UNLOCKING - BLDG 19, NEXT TO 

1085
URGENT 1/10/12 NNMC-000 2 REPAIR

B26HZ7 CONSTRUCTION LOCK REMOVAL B19 SERVICE 1/11/12 NNMC-000 1 LOCKS
B26HZD LOCK- LATCH SERVICE 1/11/12 NNMC-000 1 LOCKS
B26J8M LOCK- TIGHTEN DOOR LOCKS B19 URGENT 1/11/12 NNMC-000 2 LOCKS
B26J5K LOCK - CHANGE LOCKS - BLDG 19, RMS 4648, 4650 SERVICE 1/11/12 NNMC-000 1 LOCKS
B26J5V SFHP - ASSEMBLE STAND - BLDG 17, RM SUITE 2B SERVICE 1/11/12 NNMC-000 1
B27B8W HVAC - TOO COLD URGENT 1/17/12 NNMC-000 2 HVAC
B279W8 GENM- TOILET SEAT B19 URGENT 1/17/12 NNMC-000 2 REPAIR
B27B7T DOOR WILL NOT OPEN/LOCK BROKEN B51 URGENT 1/17/12 NNMC-000 2 REPAIR
B27BB9 ELEC- LIGHT OUT B51 SERVICE 1/17/12 NNMC-000 1 ELECTRICAL
B27BBD LOCK-LOCK BROKEN B51 URGENT 1/17/12 NNMC-000 2 LOCKS
B27LG6 GENM-BROKEN DOOR HANDLE B9A SERVICE 1/27/12 NNMC-000 1 REPAIR
B27NVP ELEC - LIGHT OUT - FISHER HOUSE 5, BLDG 67 URGENT 1/30/12 NNMC-000 2 ELECTRICAL
B27NY6 HVAC - TOO COLD - BLDG 17, RM 4021 URGENT 1/30/12 NNMC-000 2 HVAC
B27L7F HVAC - TOO HOT - BLDG 19, RM 3532, 3521 URGENT 1/27/12 NNMC-000 2 HVAC
B27LHV PLUM - CONTINUOUS FLUSH - BLDG 17, GYM, LADIES 

LOCKER ROOM
URGENT 1/27/12 NNMC-000 2 PLUMBING

B27NNK ENVIRO - MOLD - BLDG 17, SUITE 2B
URGENT 1/30/12 NNMC-000 2

ENVIRONMENTA
L

B27LC4 PTNG - PATCH AND PAINT - BLDG 9A, NEAR 3406 URGENT 1/27/12 NNMC-000 2 REPAIR
B27LH2 PLUM - RESET TOILET - BLDG 10A, RM 110 URGENT 1/27/12 NNMC-000 2 PLUMBING
B27LKK LOCK - CHANGE LOCK - BLDG 51, RM 2104 SERVICE 1/27/12 NNMC-000 1 LOCKS
B27LKT PLUM - CLOGGED TOILET - BLDG 17A, RM 2035 URGENT 1/27/12 NNMC-000 2 PLUMBING
B27WP2 PLUM - TOILET - BLDG 10A, RM 110 URGENT 2/2/12 NNMC-000 2 PLUMBING
B27PZG PLUM - EYEWASH STATION - BLDG 19, RM 1508 URGENT 1/31/12 NNMC-000 2 PLUMBING
B27X28 PLUM - ADD THERMOMETER AND FLOW METER URGENT 2/2/12 NNMC-000 2 PLUMBING
B27R3Y LOCK - BREAK LOCKS - BLDG 17, SUITE 3B SERVICE 1/31/12 NNMC-000 1 LOCKS
B27WSC ELEC - DOOR - BLDG 17, FRONT DOOR URGENT 2/2/12 NNMC-000 2 ELECTRICAL
B27WSL ELEC - LIGHT SENSOR - BLDG 17, RM 1064 URGENT 2/2/12 NNMC-000 2 ELECTRICAL
B27WXW ELEC - INSTALL LIGHT SWITCHES - Bldg. 17, Floor 2, Suite 

2A
SERVICE 2/2/12 NNMC-000 1 ELECTRICAL

B28F9X PLUM - CLOGGED TOILET - BLDG 19, RM B111 URGENT 2/13/12 NNMC-000 2 PLUMBING
B28F8N PLUM  - ACTIVE CEILING LEAK - BLDG 17, RM 4024 URGENT 2/13/12 NNMC-000 2 PLUMBING
B27YCJ DOOR - MAGNET - BLDG 19, RM 1205 URGENT 2/7/12 NNMC-000 2 REPAIR
B27YMC PLUM - CEILING LEAK - BLDG 17B, SUITE 2C SERVICE 2/7/12 NNMC-000 1 PLUMBING
B288NL PTNG - patch and paint - BLDG 3 TO BLDG 19 HALLWAYS

SERVICE 2/10/12 NNMC-000 1 FCA_PAINT
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B27YMH ENVIRO - MOLDY SMELL - BLDG 17B, 2ND FLOOR 
HALLWAY

SERVICE 2/7/12 NNMC-000 1
ENVIRONMENTA

L
B28L3X DOOR - BROKEN FIRE DOOR - BLDG 19, NEAR 2205 URGENT 2/15/12 NNMC-000 2 REPAIR
B28L4H DOORS - FIRE DOORS - BLDG 19, STAIR 6, 4TH FLR URGENT 2/15/12 NNMC-000 2 REPAIR
B28KTX CARP - ADD WINDOW - BLDG 19, RM 2619 SERVICE 2/15/12 NNMC-000 1 MISC
B28LNN ELEC - 6 RECESSED LIGHTS - BLDG 19, NEXT TO 2219 SERVICE 2/16/12 NNMC-000 1 ELECTRICAL
B292WB HVAC-EXHAUST TO CEILING/VENTILATION - BLDG 19, 

RM 3032
URGENT 2/27/12 NNMC-000 2 HVAC

B28SLH PTNG - PATCH AND PAINT - BLDG 19, RM 4327 SERVICE 2/24/12 NNMC-000 1 FCA_PAINT
B29B86 PLUM - CLOGGED SINK - BLDG 9A, RM B004 SERVICE 2/29/12 NNMC-000 1 PLUMBING
B2983M GENM - BROKEN HAND RAIL - BLDG 19, RM 4555 URGENT 2/28/12 NNMC-000 2 REPAIR
B2984G PTNG - PATCH AND PAINT - BLDG 19, RM 4327 SERVICE 2/28/12 NNMC-000 1 FCA_PAINT
B2985J ELEC - LIGHT SENSOR - BLDG 19, RM 4512 URGENT 2/28/12 NNMC-000 2 ELECTRICAL
B298G6 FIRE - EXTINGUISHER DOOR OPEN - BLDG 19, NEXT TO 

CHEMO ROOM
URGENT 2/28/12 NNMC-000 2 FIRE EQUIPMENT

B29V43 HVAC - TOO HOT - BLDG 19, RM 1425 URGENT 3/14/12 NNMC-000 2 HVAC
B29V7B GENM-REMOVE GLASS/REPLACE LIGHT URGENT 3/14/12 NNMC-000 2 ELECTRICAL
B29NNR ELEC - FIRE DOOR - BLDG 19, RM 1205 URGENT 3/8/12 NNMC-000 2 ELECTRICAL
B29N5Z PLUM - CONTAMINATED WATER LINES

URGENT 3/7/12 NNMC-000 2
ENVIRONMENTA

L
B29N66 PLUM  - CEILING LEAK - BLDG 17, RM 4024 SERVICE 3/7/12 NNMC-000 1 PLUMBING
B29NRJ PEST - SPIDER - BLDG 51, RM 2300, HALLWAY URGENT 3/8/12 NNMC-000 2 PEST CONTROL
B29NS9 PLUM - CLOGGED TOILET - BLDG 19, RM 2210 URGENT 3/8/12 NNMC-000 2 PLUMBING
B29NXL OXYGEN REGULATOR MOUNT - BLDG 9A, RM 2422 URGENT 3/8/12 NNMC-000 2 REPAIR
B29VYF BKLG-REPLACE LIGHTS SERVICE 3/15/12 NNMC-000 1 ELECTRICAL
B29VTL PLUM - CLOGGED TOILET - BLDG 19, RM 5535 URGENT 3/15/12 NNMC-000 2 PLUMBING
B29VWW GENM - TOILET SEAT - BLDG 19, RMS 3230, 3228, 3174

URGENT 3/15/12 NNMC-000 2 REPAIR

B29XDL ELEC-INSTALL DRIVEWAY BELL SERVICE 3/16/12 NNMC-000 1 ELECTRICAL
B2B229 GENM-REPAIR DOOR ASAP, Bldg 65 SERVICE 3/20/12 NNMC-000 1 REPAIR
B2B6PH ELEC-REPAIR GATE SCANNER URGENT 3/26/12 NNMC-000 2 ELECTRICAL
B2B734 GENM - REPAIR GLASS DOOR - BLDG 17, NEAR 1038, 

NEXT TO GYM
URGENT 3/27/12 NNMC-000 2 REPAIR

B2B72B LOCK- 090 ORTHO & REHAB SERVICE 3/27/12 NNMC-000 1 STRUCTURAL
B2B74Z PLUM - LEAKY FAUCET - BLDG 17, RM 2161 SERVICE 3/27/12 NNMC-000 1 PLUMBING
B2BDVW PLUM-REPAIR FAUCET HANDLE SERVICE 4/5/12 NNMC-000 1 PLUMBING
B2BD5R HVAC - NEEDS VENTILATION - BLDG 17A, 3RD FLOOR 

LADIES RESTROOM
SERVICE 4/4/12 NNMC-000 1 HVAC

B2BFGG LOCK - REPLACE LOCK CORE - BLDG 62, RMS 3025, 3026
URGENT 4/6/12 NNMC-000 2 LOCKS

B2BFGS ELEC - DOOR MALFUNCTIONING - BLDG 19, RM B152
SERVICE 4/6/12 NNMC-000 1 ELECTRICAL

B2BDFP LOCK-RESET PASSWORD FOR CIPHER LOCK. URGENT 4/4/12 NNMC-000 2 LOCKS
B2BHG8 ELEC - REPLACE OVERHEAD LIGHTS - BLDG 17, RM 125

SERVICE 4/9/12 NNMC-000 1 ELECTRICAL

B2BHN7 HVAC - AIR NOT MOVING - BLDG 17A, ENTIRE 
BASEMENT

URGENT 4/10/12 NNMC-000 2 HVAC

B2BH9B LOCKS - Provide 3 additional Keys SERVICE 4/9/12 NNMC-000 1 LOCKS
B2BKYP ELEC - DOORS WON'T STAY OPEN - BLDG 19, RM 4033

URGENT 4/17/12 NNMC-000 2 ELECTRICAL

B2BK5H GENM - REPAIR FUEL LEAK - BLDG 63, RM 1007 URGENT 4/13/12 NNMC-000 2 REPAIR
B2BKK9 HVAC - TOO COLD - BLDG 19, NEAR RM 2420 URGENT 4/16/12 NNMC-000 2 HVAC
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B2BKMX HVAC - FILTERS - BLDG 9A,  Plenum Rooms URGENT 4/16/12 NNMC-000 2 HVAC
B2BLJL Lock- Lock not working properly SERVICE 4/17/12 NNMC-000 3 STRUCTURAL
B2BN45 PLUM-REPAIR LEAKS, BLDG 9 URGENT 4/20/12 NNMC-000 2 PLUMBING
B2BN4B PLUM-FAUCET WATER RUNNING. URGENT 4/20/12 NNMC-000 2 PLUMBING
B2BN4F GENM-REPAIR BROKEN GFCI RECEPTACLE PLATE SERVICE 4/20/12 NNMC-000 1 REPAIR
B2BLFF PLUM-REPAIR CEILING LEAK URGENT 4/17/12 NNMC-000 2 PLUMBING
B2BKX7 HVAC - FREEZER ROOM TOO HOT - BLDG 17, RM 4028

URGENT 4/16/12 NNMC-000 2 APPLIANCE

B2BLGR GENM-PATCH AND PAINT WALL SERVICE 4/17/12 NNMC-000 1 REPAIR
B2BLH2 GENM-REPAIR BROKEN DOOR HANDLE SERVICE 4/17/12 NNMC-000 1 REPAIR
B2BML2 HVAC - TOO HOT - BLDG 17, RM 2003 URGENT 4/19/12 NNMC-000 2 HVAC
B2BML6 GENM - DOOR HARD TO OPEN - BLDG 51, NEAR FRONT 

DESK
URGENT 4/19/12 NNMC-000 2 STRUCTURAL

B2BMNC ELEC-REPLACE INDICATOR LIGHTS SERVICE 4/20/12 NNMC-000 1 ELECTRICAL
B2BML9 GENM - BULGING CEILING TILE - BLDG 17, RM 3040 URGENT 4/19/12 NNMC-000 2 LABOR
B2BMLX GENM/ELEC - REPAIR CLIP & LIGHT SERVICE 4/19/12 NNMC-000 1 ELECTRICAL
B2BN44 PLUM - CLOGGED TOILET - BLDG 19, RM 2655 URGENT 4/20/12 NNMC-000 2 PLUMBING
B2BN4K LOCK - MISSING DOOR HANDLE SCREW - BLDG 19, RM 

3145
SERVICE 4/20/12 NNMC-000 1 LOCKS

B2BMXG PLUM - WATER FOUNTAIN - BLDG 19, NEAR 4201B URGENT 4/20/12 NNMC-000 2 PLUMBING
B2BKRB GENM-REPAIR FIRE DOOR. SERVICE 4/16/12 NNMC-000 1 REPAIR
B2BKRK GENM-REPAIR FIRE DOOR. SERVICE 4/16/12 NNMC-000 1 REPAIR
B2BPBK DISPOSE OF DEBRIS - off of Taylor and Grounds Road?

SERVICE 4/25/12 NNMC-000 1 GROUNDS

B2BPCW FILL POTHOLES - back by roads and grounds URGENT 4/25/12 NNMC-000 2 ROAD
B2BPHB PTNG - PAINT AND PATCH - BLDG 9A, ENTIRE 3RD 

FLOOR
SERVICE 4/25/12 NNMC-000 1 FCA_PAINT

B2BPSD Lock- 131 Fire Department SERVICE 4/25/12 NNMC-000 4 LOCKS
B2BR4R ELEC - LIGHT BALLAST/PATCH-PAINT - BLDG 19, RMS 

3218, 3226, 3227
SERVICE 4/26/12 NNMC-000 1 FCA_PAINT

B2BSWJ ELEC-LANE INDICATOR LIGHT MALFUNCTION URGENT 4/27/12 NNMC-000 ELECTRICAL
B2BW6S ELEC-REPLACE BURNED OUT LIGHTS, BLDG 65 SERVICE 5/3/12 NNMC-000 1 ELECTRICAL
B2BW4T PLUM - TIGHTEN TOILET SEATS - BLDG 19, RMS 2032, 

2030
URGENT 5/3/12 NNMC-000 2 PLUMBING

B2BWB9 GENM-B-67 ROOM # 106 REPAIR BROKEN TOILET SEAT
SERVICE 5/3/12 NNMC-000 REPAIR

B2BY5Y ELEC - AUTO DOOR - BOTH - BLDG 9A, RM 2107, 2104
SERVICE 5/7/12 NNMC-000 1 ELECTRICAL

B2BY77 ELEC - FLIP OUTLET - BLDG 19, B332 TO B327 
(HALLWAY)

SERVICE 5/7/12 NNMC-000 1 ELECTRICAL

B2C5N4 HVAC - AC UNIT BREAKS DOWN - BLDG 17, RM B086
URGENT 5/10/12 NNMC-000 2 HVAC

B2C6ZS LOCK - BROKEN DOOR KNOB - BLDG 17, WEIGHT ROOM 
AREA

SERVICE 5/14/12 NNMC-000 1 LOCKS

B2C5RM GENM - STICKING DOOR - BLDG 51, RM 2300 SERVICE 5/10/12 NNMC-000 1 REPAIR
B2C9SK BURNING PLASTIC - BLDG 17, RM 2C

URGENT 5/17/12 NNMC-000 3 FIRE EQUIPMENT

B2C9XC PTNG - PATCH AND PAINT - BLDG 65, RM 108 SERVICE 5/17/12 NNMC-000 2 FCA_PAINT
B2C9WL GENM - TREAD AND CONCRETE - BLDG 17, STAIRWELL B

SERVICE 5/17/12 NNMC-000 2 STRUCTURAL

B2C7P7 LOCKS - LOOSE INTERIOR CIPHER LOCK - BLDG 17, RM B-
063, NCIS

SERVICE 5/15/12 NNMC-000 2 LOCKS
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B2C9RY HVAC - WALK-IN REFRIGERATOR TOO WARM- BLDG 17, 
RM 4062

URGENT 5/17/12 NNMC-000 3 APPLIANCE

B2C823 ELEC - NO POWER TO PAVILIONS - BLDGS 257, 258, 
PAVILIONS

URGENT 5/16/12 NNMC-000 3 ELECTRICAL

B2CDBL GENM - BROKEN DOOR - BLDG 9A, STAIR B2, GROUND 
LEVEL

SERVICE 5/22/12 NNMC-000 2 REPAIR

B2CHCM GENM - FLOOR TILES CRACKED - BLDG 9A, RMS 1200, 
1214, 1115

SERVICE 5/25/12 NNMC-000 2 REPAIR

B2CKGD HVAC - TOO HOT - BLDG 51, RMS 1315, 1316 URGENT 5/30/12 NNMC-000 3 HVAC
B2CKNP GENM - BATHROOM WINDOW SCREEN FELL OUT - BLDG 

66, RM 206
SERVICE 5/29/12 NNMC-000 2 REPAIR

B2CKK4 ELEC-Naval Exchange, Bldg. 81-T, power missing in 
several parts of the building.

URGENT 5/30/12 NNMC-000 3 ELECTRICAL

B2CM8Z GENM- B-62 OUTSIDE THE EAST WING DOOR 1ST FLOOR 
- REPAIR SINK HOLE/CRACKED CONCRETE SIDEWALK URGENT 6/5/12 NNMC-000 3 REPAIR

B2CLZG GENM-Bldg. 67, Rm. 202. Door latch is not working 
properly.

SERVICE 6/4/12 NNMC-000 2 REPAIR

B2CSW6 ELEC/GENM - REPLACE LIGHTS / FAN COVER - 
ARROWHEAD PARKING LOT

SERVICE 6/12/12 NNMC-000 2 LABOR

B2CT3H HVAC-B-65- AC PANEL ALARM URGENT 6/13/12 NNMC-000 3 HVAC
B2CT48 HVAC-B-66 AC PANEL ALARM URGENT 6/13/12 NNMC-000 3 HVAC
B2CT43 GENM - ICU DOOR WON'T LATCH - PATIENT ROOM - 

BLDG 9A, RM 3069
URGENT 6/13/12 NNMC-000 3 STRUCTURAL

B2CXKH ELEC - BATHROOM FAN BROKEN - BLDG 66, RM 201
SERVICE 6/19/12 NNMC-000 2 ELECTRICAL

B2CXG6 BKCT-B-61 ROOM # 1ST FLOOR LOBBY (FRONT DESK) - 
REPLACE CEILING TILES

SERVICE 6/19/12 NNMC-000 2 REPAIR

B2CX9D LOCK-B-62 ROOM # 3028 - REPAIR DOOR LOCK. SERVICE 6/19/12 NNMC-000 LOCKS
B2CXKW ELEC-Bldg. 60, Rm. 318. Electric plug does not work.

SERVICE 6/19/12 NNMC-000 2 ELECTRICAL

B2CWM7 HVAC-Bldg. 61, 2nd Floor Gym. A/C is not working.
URGENT 6/18/12 NNMC-000 3 HVAC

B2CWY5 HVAC/PLUM - CEILING LEAK - BLDG 9A, RM 2947 SERVICE 6/18/12 NNMC-000 2 PLUMBING
B2CX9N HVAC - HVAC BLOWING TOO COLD AIR - BLDG 65, RMS 

201 THRU 208
URGENT 6/19/12 NNMC-000 3 HVAC

B2CX84 SFHP - RETRIEVE PIPE - BLDG 51, RM 1125 SERVICE 6/19/12 NNMC-000 2 FCA_PAINT
B2D53P ELEC-B-9A ROOM # 3RD FLOOR COMMON AREAS. - 

RESTORE PROPER OPERATION OF AREA LIGHTS.
URGENT 6/26/12 NNMC-000 3 ELECTRICAL

B2D6WC HVAC - AHU BELT - BLDG 51, RM 2139 URGENT 6/26/12 NNMC-000 3 HVAC
B2D3ZS HVAC - NO AC - BLDG 65, KITCHEN,COMMON AREAS

URGENT 6/22/12 NNMC-000 3 HVAC

B2D424 LOCK - DOOR HARD TO OPEN - BLDG 51, NEAR 1314
SERVICE 6/22/12 NNMC-000 2 LOCKS

B2D43L HVAC - TOO HOT - FISHER HOUSE 5, BLDG 67, RMS 201 
THRU 208

URGENT 6/22/12 NNMC-000 3 HVAC

B2D4S7 GENM-B-9A ROOM # 3203 - REPAIR ELECTRICALLY 
REMOTE WINDOW.

SERVICE 6/25/12 NNMC-000 2 REPAIR

B2D56Z BKLG - LIGHTS OUT IN PATIENT ROOMS - BLDG 9A, RM 
3422

URGENT 6/26/12 NNMC-000 3 ELECTRICAL
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B2D4MP HVAC-Bldgs. 66 and 67, HVAC units are making too 
much noise. Please investigate and fix before they break 
down.

URGENT 6/25/12 NNMC-000 3 HVAC

B2FB8X HVAC - CHECK EXHAUST FAN - BLDG 51, RM 1322 SERVICE 6/29/12 NNMC-000 2 HVAC
B2F85S LOCK - BROKEN DOOR HANDLE - PATIENT CARE AREA - 

BLDG 9A, RM 2012
URGENT 6/28/12 NNMC-000 3 LOCKS

B2F5C5 ELEC - KITCHEN LIGHT OUT - BLDG 66, KITCHEN SERVICE 6/28/12 NNMC-000 2 ELECTRICAL
B2FVRJ PLUM-B-9A ROOM # 4165 MEDICAL ICU - WATER 

PRESSURE PROBLEM
URGENT 7/10/12 NNMC-000 3 PLUMBING

B2FVTM ELEC - REQUEST FOR ELECTRICIAN - BLDG 10, RM 2014; 
BLDG 9A, RM B003

SERVICE 7/10/12 NNMC-000 2 ELECTRICAL

B2FTXN B-51 ROOM # FAMILY LOUNGE WEST END OF THE 
BUILDING

SERVICE 7/9/12 NNMC-000 2 ELECTRICAL

B2FTYT HVAC-B-51 ROOM # 2122A-E, B-51 WHOLE 1ST FLOOR - 
RESUME NORMAL TEMPERATURE

URGENT 7/9/12 NNMC-000 3 HVAC

B2FTZL GENM-B-67 ROOM # 104 - REPAIR LOOSE TOILET BOWL.
SERVICE 7/9/12 NNMC-000 2 REPAIR

B2FV6S ELEC-B-51 ROOM # CLOSE TO 1500 AND 1502 - CHECK 
PROPER OPERATION OF BREAKER AND POWER OUTLET SERVICE 7/10/12 NNMC-000 2 ELECTRICAL

B2FV7J B-51 ROOM # 2301 - DOOR NEED TO BE REALIGNED SERVICE 7/10/12 NNMC-000 2 REPAIR
B2FZ42 HVAC-Gate 5, Guard Shack. A/C is not working. SERVICE 7/16/12 NNMC-000 2 HVAC
B2GK32 GATE 5 USUHS GATE - DROP ARM DOES NOT WORK.

SERVICE 7/20/12 NNMC-000 2 REPAIR

B2GJSK HVAC - NO AC - LOSS OF FREON? - BLDG 153/239, 
ENTIRE BLDG

URGENT 7/19/12 NNMC-000 3 HVAC

B2GJTD ELEC - CLOSET LIGHT OUT - BLDG 66, RM 204 SERVICE 7/19/12 NNMC-000 2 ELECTRICAL
B2GJTM ELEC - LIGHT OUT - BLDG 67, 201 SERVICE 7/19/12 NNMC-000 2 ELECTRICAL
B2GN85 PLUM-B-51 ROOM # RIGHT OUTSIDE 1206. - WATER 

LEAK FROM THE WALL.
URGENT 7/27/12 NNMC-000 3 PLUMBING

B2GKSB GENM-B-51 1ST FLOOR  BACK LOBBY BEHIND THE MAIN 
ENTRANCE DOORS. TWO WOODEN DOORS - INSTALL 
DOOR STOPPER

SERVICE 7/23/12 NNMC-000 REPAIR

B2GNCF HVAC - CHECK THERMOSTAT - NO AC - BLDG 10A, RM 
132

URGENT 7/27/12 NNMC-000 3 HVAC

B2GMDN ELEC-Unoperational street lights at North Gate.
URGENT 7/26/12 NNMC-000 3 ELECTRICAL

B2GX54 LOCK - MALFUNCTIONING KEYPAD - BLDG 9A, RM 4157
URGENT 8/1/12 NNMC-000 3 LOCKS

B2GXFZ ELEC-B-9A ROOM # 4107 - CALL BELL DOES NOT WORK
URGENT 8/2/12 NNMC-000 3 ELECTRICAL

B2HC7S ELEC - MAGNETS ON FIRE DOORS NOT WORKING - BLDG 
9A, RM 2320

URGENT 8/13/12 NNMC-000 3 ELECTRICAL

B2HCCH LOCK/HVAC - BROKEN LOCK / TOO HOT - SECURED BLDG 
- BLDG 51

URGENT 8/13/12 NNMC-000 1 LOCKS

B2HC62 ELEC - EXPOSED WIRES - SAFETY HAZARD -  ICU - BLDG 
9A, ACROSS FROM 3160

URGENT 8/13/12 NNMC-000 3 ELECTRICAL

B2H5RZ PLUM - CLOGGED TOILET - BLDG 9A, RM 2007 URGENT 8/7/12 NNMC-000 3 PLUMBING
B2H66W ELEC - DOOR MAGNETS ON DOORS MALFUNCTIONING - 

BLDG 9A, OUTSIDE 3213
URGENT 8/8/12 NNMC-000 3 STRUCTURAL

B2H6FH GENM-B-9A ROOM # 2000 - REPAIR HANDICAPP DOOR 
OPENER

SERVICE 8/8/12 NNMC-000 2 REPAIR
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B2HPCM HVAC-B-65 ROOM # 107 TO 112 - AC NOT WORKING.
URGENT 8/16/12 NNMC-000 3 HVAC

B2HPLW HVAC-B-51 ROOM # 1124B - REPAIR THERMOSTAT SERVICE 8/17/12 NNMC-000 2 HVAC
B2HPM8 HVAC-B-9A ROOM # 3095 - HOT TEMPARATURE URGENT 8/17/12 NNMC-000 3 HVAC
B2HNYG GENM - DOOR WILL NOT SECURE - BLDG 63, AMERICA 

GARAGE, RM 1008
URGENT 8/15/12 NNMC-000 3 STRUCTURAL

B2JCK7 PLUM - LEAKING TOILET - BLDG 14T, WOMENS 
RESTROOM

SERVICE 8/23/12 NNMC-000 2

B2JLL3 GENM - REPAIR/REPLACE CRACKED COUNTER TOP - 
BLDG 66, LAUNDRY ROOM

SERVICE 8/30/12 NNMC-000 2 REPAIR

B2JL9X ELEC- Door frame actuator will not open URGENT 8/30/12 NNMC-000 3 ELECTRICAL
B2JLCJ PLUM - LEAKY SHOWER HEAD / NO WATER PRESSURE - 

BLDG 51, RM 2115
SERVICE 8/30/12 NNMC-000 2 PLUMBING

B2JLSW GENM-POSTS FROM SIGNS CAUSING FLAT TIRES URGENT 8/31/12 NNMC-000 2 REPAIR
B2JM7N HANDYMEN-POWER WASH DECK/PATIO, BLDG 17 SERVICE 8/31/12 NNMC-000 1 LABOR
B2JM9W Repair Siemens HVAC reporting system at Freemont 

Bldg
SERVICE 8/31/12 NNMC-000 1

B2JSPP WEATHER STRIP NEEDS REPLACEMENTS BY LOADING 
DOCK

SERVICE 8/31/12 NNMC-000 2 REPAIR

B2JPLV LOUD NOISE COMING FROM VENT URGENT 9/1/12 NNMC-000 3 HVAC
B2JPNR TOO HOT URGENT 9/1/12 NNMC-000 3 HVAC
B2JSPG HILL-ROM CALL BELL SYSTEM DOWN - STAFF OVERHEAD 

SPEAKERS THROUGHOUT DEPT CLICKING - OVERHEAD 
PAGE NOT WORKING - ONCE A MONTH OCCURREN

SERVICE 8/22/12 NNMC-000 2 ELECTRICAL

B2JRJS GENM-B-62 ROOM # 103W - REMOVE BAR SERVICE 9/6/12 NNMC-000 2 REPAIR
B2JPP5 HVAC-VENTILATION SYSTEM MAKING NOISE, B-9A URGENT 9/4/12 NNMC-000 3 HVAC
B2JPSL ELECTRICIAN OUTAGE ASSISTANCE SERVICE 9/4/12 NNMC-000 2 ELECTRICAL
B2K29B PEST - ANTS - BLDG 67, KITCHEN URGENT 9/24/12 NNMC-000 3 PEST CONTROL
B2JZRF GENM - CAMERA POLE KNOCKED DOWN - SECURITY - 

USUHS GATE 5
URGENT 9/21/12 NNMC-000 3 REPAIR

B2K246 CALL SYSTEM PROBLEM - BLDG 9A, RM 1318 URGENT 9/21/12 NNMC-000 3 ELECTRICAL
B2JZWC PLUM - SLOW DRAIN - BATHROOM - BLDG 67, RM 203, 

207
SERVICE 9/21/12 NNMC-000 2 PLUMBING

B2K2ZK TOILET OVERFLOWING IN THE SURGICAL ICU DEPT URGENT 9/22/12 NNMC-000 3 PLUMBING
B2K2ZZ TOO COLD (FISHER HOUSE #5), RM 204 URGENT 9/24/12 NNMC-000 3 HVAC
B2K2XN ELEC - AUTO DOORS NOT WORKING - BLDG 9A, RM 

2224
URGENT 9/25/12 NNMC-000 3 ELECTRICAL

B2K438 CUT HOLES IN WALLS FOR INTERNET DROP SERVICE 9/26/12 NNMC-000 2 LABOR
B2K7H4 Locks- Able Troop WTB SERVICE 10/4/12 NNMC-000 4 LOCKS
B2K8XR Locks- Battle, WTB SERVICE 10/4/12 NNMC-000 4 LOCKS
B2KFFN MEDICAL ICU PATIENT ROOM DOOR WON'T STAY OPEN

URGENT 10/9/12 NNMC-000 3 REPAIR

B2KB47 AHU ALARM NEEDS TO BE TURNED OFF - BLDG 51, RM 
1114

URGENT 10/4/12 NNMC-000 3 ELECTRICAL

B2KB5B ICE MACHINE BROKEN CLOGGED UP - BLDG 9A, RM 
1010

SERVICE 10/4/12 NNMC-000 2 APPLIANCE

B2KJTM COLD CALL, B-9A, RM-1507 SERVICE 10/12/12 NNMC-000 2 HVAC
B2KK2K DALECARLIA - Indoor & Outdoor Lighting SERVICE 10/12/12 NNMC-000 1
B2KJYC BROKEN DOOR HANDLE - TOP DECK OF BLDG 32 SERVICE 10/12/12 NNMC-000 2 LOCKS
B2KTXM HANDYMEN - POWERWASH IN FRONT OF BLDG 62 SERVICE 10/17/12 NNMC-000 2 LABOR
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B2LNG5 PLUM - HOT WATER COOLANT LEAK - BLDG 62, RM 1000
SERVICE 10/25/12 NNMC-000 2 PLUMBING

B2LR85 HANDYMEN - TOWEL RACK / HEADBOARD - BLDGS 24 & 
25

SERVICE 10/26/12 NNMC-000 2 LABOR

B2LHTN HOT CALL B-9A RM-1512 URGENT 10/24/12 NNMC-000 1
B2LLWN Clogged toilet, B-4/6, RM-3206 URGENT 10/25/12 NNMC-000 3 PLUMBING
B2LTDT WIND DAMAGED DOOR - BLDG 4/9 CORRIDOR  EXIT 

DOOR
URGENT 10/31/12 NNMC-000 3 REPAIR

B2LTHZ Repair Bldg 9A clean steam generator - BLDG 9A SERVICE 10/31/12 NNMC-000 2 REPAIR
B2LTTB REPAIR FENCE WEST OF GATE 5 ALONG JONES BRIDGE 

RD
SERVICE 11/1/12 NNMC-000 1 REPAIR

B2LTN8 EMERGENCY EXIT DOOR - DOOR X-4, BLDG 51 URGENT 11/1/12 NNMC-000 3 REPAIR
B2LTPG Negetive Pressure, B-9A, RM-3410 URGENT 11/1/12 NNMC-000 3 HVAC
B2LW43 NORTH GATE AUTOMATIC DOOR CLOSER BROKEN, & 

WIDE ANGLE CAMERA COVER IS DANGLING BY SINGLE 
STRAP.

URGENT 11/2/12 NNMC-000 1 REPAIR

B2M394 OUTLET NOT WORKING B-9A RM-1010 SERVICE 11/8/12 NNMC-000 1 ELECTRICAL
B2M3ZG NEGATIVE PRESSURE ROOM ALARM KEEPS GOING OFF B-

9A RM-3018
URGENT 11/9/12 NNMC-000 1

B2M45G TREE FELL DOWN ON GATE BY PAVILION SOFTBALL 
FIELD

SERVICE 11/13/12 NNMC-000 1 REPAIR

B2M4TD POWER OUTAGE - BLDG 9A, 1321, 1323B URGENT 11/14/12 NNMC-000 3 ELECTRICAL
B2MHJV Panel Isolation, B-9A, RM-3444 URGENT 11/15/12 NNMC-000 3 HVAC
B2MNNJ SINK LEAK B-82 RM-OPTICAL SHOP DOWN STAIRS SERVICE 11/16/12 NNMC-000 1 PLUMBING
B2MPZ2 Cold Call, B-10A, RM-105 thru 124, SERVICE 11/20/12 NNMC-000 2 HVAC
B2MR7Y Lock- change combo SERVICE 11/20/12 NNMC-000 3 LOCKS
B2MR55 Replace the failed battery backed ballasts and replace all 

lamps, Bldg 9A
SERVICE 11/20/12 NNMC-000 2 ELECTRICAL

B2MR59 Replace the failed battery backed ballasts and replace all 
lamps, Bldg 9A

SERVICE 11/20/12 NNMC-000 2 ELECTRICAL

B2MR5J Replace the failed battery backed ballasts and replace all 
lamps, Bldg 9A

SERVICE 11/20/12 NNMC-000 2 ELECTRICAL

B2MS4K TOILET WILL NOT STOP FLUSHING B-105 NEX GUARD 
SHACK.

URGENT 11/23/12 NNMC-000 1 PLUMBING

B2MT3D REQUEST FOR LOCKS AND KEYS SERVICE 11/27/12 NNMC-000 1 LOCKS
B2MSSP Men's Bathroom Leak - ADA Stall    -DALECARLIA SERVICE 11/26/12 NNMC-000 1 PLUMBING
B2MTC5 AUTO DOORS MALFUNCTIONING - ICU PHARMACY 

DOORS BLDG 9A, 3203 (3016, 3018)
SERVICE 11/27/12 NNMC-000 2 ELECTRICAL

B2MTCD REPAIR / REPLACE VENEER BENCH TOP - BLDG 100, RM 
107

SERVICE 11/27/12 NNMC-000 2

B2N2SW Ceiling Leak, B-9A, RM-3220 ICU 3rd floor URGENT 11/29/12 NNMC-000 3 PLUMBING
B2N4NZ BAD BALLAST - BLDG 67, FISHER HOUSE 5, KITCHEN SERVICE 11/29/12 NNMC-000 2 ELECTRICAL
B2N83Z Toilet, B-9A, RM-4169 MICU URGENT 12/4/12 NNMC-000 3 PLUMBING
B2NH3C SINKS INOP B-9A 3RD FLOOR SURGICAL ICU URGENT 12/10/12 NNMC-000 1 PLUMBING
B2NHHP No Power, B-9A RM-3203 URGENT 12/10/12 NNMC-000 3 ELECTRICAL
B2NJD5 No water, B-9A, RM-1307 Nueclear Medicine SERVICE 12/12/12 NNMC-000 2 PLUMBING
B2NJ6C SELF HELP-Signs hung, B-9A, RMs-4004 MICU 4th floor

SERVICE 12/11/12 NNMC-000 2 LABOR

B2NH4V SINK DRIPPING B-9A RM-1532A URGENT 12/10/12 NNMC-000 1 PLUMBING
B2NNT5 Handyman,holes- B-82, Pharmacy NEX SERVICE 12/18/12 NNMC-000 2 LABOR
B2NPXX HVAC AIRHANDLER UNIT ACCESS B-DALECARLIA RUTH 

BLDG
SERVICE 12/19/12 NNMC-000 1 HVAC



J-1502000-05 Historical Service Orders FY12
CNIC

49 of 322

Work 
Order

Description Sub Work Type Location Priority Failure Class
Reported 

Date

B2NR9G CLOGGED TOILET - PREVIOUSLY OVERFLOWED - BLDG 
9A, RM 1798 / AMBULANCE BAY DOOR COMING OFF 
HINGE  - BLDG 9A, NEAR 1029

URGENT 12/20/12 NNMC-000 3 PLUMBING

B2NRMC FALLEN TILES - BLDG 10A, RM 101 - WOMENS 
RESTROOM

URGENT 12/21/12 NNMC-000 1 PLUMBING

B263CT ELEC - LIGHT OUT - BLDG 17, SUITE 2B, RM 2161 URGENT 1/3/12 NNMC-000 2 ELECTRICAL
B263D2 LOCK - DOOR WON'T LATCH - BLDG 19, RM B326 URGENT 1/3/12 NNMC-000 2 LOCKS
B263G5 HVAC - TOO COLD - BLDG 17, RM 1034 URGENT 1/3/12 NNMC-000 2 HVAC
B263FB ELEC-LIGHT NOT WORKING URGENT 1/3/12 NNMC-000 2 ELECTRICAL
B263FZ HVAC- TOO COLD URGENT 1/3/12 NNMC-000 2 HVAC
B26472 HVAC - TOO COLD - BLDG 19, RM 3633 URGENT 1/4/12 NNMC-000 2 HVAC
B2636N RPR FIRE DOOR STAIR 6 4TH FL B19 URGENT 1/3/12 NNMC-000 2 REPAIR
B263LT PTNG - PATCH & PAINT - BLDG 19, RM 1501 SERVICE 1/3/12 NNMC-000 1 FCA_PAINT
B2648G PLUM - LEAKING TOILET - BLDG 19, RM 3447 URGENT 1/4/12 NNMC-000 2 PLUMBING
B26487 ELEV - BLDG 17 ELEVATOR NOT WORKING URGENT 1/4/12 NNMC-000 2 REPAIR
B26422 HVAC - TOO HOT - BLDG 19, RM 3178 URGENT 1/4/12 NNMC-000 2 HVAC
B265XP ENTO - ANTS - BLDG 9A, RM 1507 SERVICE 1/6/12 NNMC-000 1 PEST CONTROL
B265XG CYPHER LOCK CODE CHANGE B19 SERVICE 1/6/12 NNMC-000 1 LOCKS
B263H3 LOCK - DOOR HANDLE FELL OFF URGENT 1/3/12 NNMC-000 2 LOCKS
B265Z4 ELEC- HANGING WIRES B19 URGENT 1/6/12 NNMC-000 2 ELECTRICAL
B265FP HVAC- AHU 6A URGENT 1/5/12 NNMC-000 2 HVAC
B263P2 ELEC - REPLACE CHILD PROTECTIVE COVER URGENT 1/3/12 NNMC-000 2 LABOR
B264ZD ELEC- ELECTRICAL OUTLET B19 SERVICE 1/5/12 NNMC-000 1 ELECTRICAL
B2659N LOCK - DISENGAGE LOCK - BLDG 19, RMS 1042, 1044

SERVICE 1/5/12 NNMC-000 1 LOCKS

B265G9 GENM - HASP LOCKS SERVICE 1/5/12 NNMC-000 1 LABOR
B265H3 ENTO - FRUIT FLIES - BLDG 17, RM 4036 URGENT 1/5/12 NNMC-000 2 PEST CONTROL
B26GS8 ELEC - EXTENSION CORD - BLDG 19, RM 2512 URGENT 1/10/12 NNMC-000 2 ELECTRICAL
B26GT6 ELEC - REPLACE LIGHT URGENT 1/10/12 NNMC-000 2 ELECTRICAL
B26GVL HVAC - TOO COLD - HVAC - TOO COLD URGENT 1/10/12 NNMC-000 1 HVAC
B2789T ELEC - CHECK CHANDALIER - BLDG 65, NEAR RM 203

SERVICE 1/12/12 NNMC-000 2 ELECTRICAL

B278BJ eGENM - Paint and Patched wall SERVICE 1/12/12 NNMC-000 1 REPAIR
B26JGJ GENM - Repair CEILING B19 SERVICE 1/11/12 NNMC-000 1 LABOR
B26JF5 ELEC- LIGHTS URGENT 1/11/12 NNMC-000 2 ELECTRICAL
B26JJV HVAC - TOO COLD - BLDG 17, RM B123 URGENT 1/11/12 NNMC-000 2 HVAC
B26JJZ GENM -LEAKING GAS FROM OXYGEN VALVE URGENT 1/11/12 NNMC-000 2 REPAIR
B278RS LOCK - BROKEN LOCK - BLDG 19, RM 2514 URGENT 1/13/12 NNMC-000 2 LOCKS
B278ZV PTNG - PATCH AND PAINT - BLDG 17, GYM SERVICE 1/13/12 NNMC-000 1 FCA_PAINT
B278SN ELEC - OUTLET NOT WORKING - BLDG 17, RM 2035 URGENT 1/13/12 NNMC-000 2 ELECTRICAL
B278ZX GENM - DOORS OFF HINGES - BLDG 17, GYM URGENT 1/13/12 NNMC-000 2 REPAIR
B278T2 PLUM - CLOGGED TOILET - BLDG 19, RM 3447 URGENT 1/13/12 NNMC-000 2 PLUMBING
B278TT LOCKS - BROKEN LOCK - BLDG 19, RM 2672 URGENT 1/13/12 NNMC-000 2 LOCKS
B27896 GENM - DOOR REPAIR SERVICE 1/12/12 NNMC-000 1
B26JJ2 GENM - Repair CEILING B19 SERVICE 1/11/12 NNMC-000 1 REPAIR
B27BTP LOCK - NEEDS KEY LOCK - BLDG 19, RM 4175 URGENT 1/18/12 NNMC-000 2 LOCKS
B27BY3 GENM- REPLACE CEILING TILES B51 SERVICE 1/18/12 NNMC-000 1 REPAIR
B27BZ4 GENM- REPLACE CEILING TILES B19 SERVICE 1/18/12 NNMC-000 1 REPAIR
B27C8B PTNG - PATCH AND PAINT - BLDG 19, RM 1022 SERVICE 1/18/12 NNMC-000 1 FCA_PAINT
B279WG LOCK- 002 ALLERGY/IMMUNOLOGY SERVICE 1/17/12 NNMC-000 1 STRUCTURAL
B279WT LOCK- 004 NEUROLOGY SERVICE 1/17/12 NNMC-000 1 STRUCTURAL
B279WX LOCK- 005 CCU/SICU SERVICE 1/17/12 NNMC-000 1 STRUCTURAL
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B27FCV PLUM- REPLACE WATER FILTERS B51 SERVICE 1/19/12 NNMC-000 1 PLUMBING
B27FFG HVAC- TOO COLD URGENT 1/19/12 NNMC-000 2 HVAC
B27FJ6 GENM- AUTOMATIC DOOR B19 SERVICE 1/19/12 NNMC-000 1 REPAIR
B27FK4 PNTG- HOLES IN WALLS B9A SERVICE 1/19/12 NNMC-000 1 FCA_PAINT
B27FPP ELEC- LIGHTS URGENT 1/19/12 NNMC-000 2 ELECTRICAL
B27GVV GENM- WINDOW SCREEN SERVICE 1/20/12 NNMC-000 1 REPAIR
B27FXR GENM- DOOR HARDWARE B19 URGENT 1/20/12 NNMC-000 2 REPAIR
B27FYJ GENM- DOOR AND BENCH B19 SERVICE 1/20/12 NNMC-000 1 REPAIR
B27GP7 REMOVE DOOR SELF CLOSURE B19 SERVICE 1/20/12 NNMC-000 1 FCA_OTHER
B27HF5 EYE WASH STATION INSTALLATION B19 URGENT 1/23/12 NNMC-000 2 PLUMBING
B27KLG HVAC-CHANGE FILTERS URGENT 1/26/12 NNMC-000 2 HVAC
B27KLP HVAC-CHANGE FILTERS URGENT 1/26/12 NNMC-000 2 HVAC
B27HMD LOCK- NOT WORKING SERVICE 1/24/12 NNMC-000 1 LOCKS
B27KL9 HVAC - TOO COLD - BLDG 19, RM 2749 URGENT 1/26/12 NNMC-000 2 HVAC
B27KLD LOCK- 025 AMPUTEE CENTE SERVICE 1/26/12 NNMC-000 1
B27KLT LOCK- 026 MED BOARD SERVICE 1/26/12 NNMC-000 1 STRUCTURAL
B27J3M ELEC - INSTALL OUTLET - BLDG 17, NEAR RM 1027 SERVICE 1/24/12 NNMC-000 1 ELECTRICAL
B27LKZ GENM- PANIC DOOR SERVICE 1/27/12 NNMC-000 1 STRUCTURAL
B27LHH HVAC - NEGATIVE PRESSURE ROOM URGENT 1/27/12 NNMC-000 2 HVAC
B27NWH ELEC - NO POWER - BLDG 19, 3558 SERVICE 1/30/12 NNMC-000 1 ELECTRICAL
B27R6T LOCK - BROKEN LOCK MECHANISM - BLDG 19 RM 4526

URGENT 1/31/12 NNMC-000 2 LOCKS

B27R6Y GENM - MAGNETIC DOORS SERVICE 1/31/12 NNMC-000 1 REPAIR
B27Y2N ELEC - STROBING LIGHT URGENT 2/6/12 NNMC-000 2 ELECTRICAL
B27W95 HVAC - TOO COLD - BLDG 10A, RMS 123, 124, 125, 126

URGENT 2/1/12 NNMC-000 2 HVAC

B27WDM DOOR - LATCH DOES'NT ALIGN - BLDG 51, RM 1129
SERVICE 2/1/12 NNMC-000 1 REPAIR

B2849H GENM - NEEDS DOOR - BLDG 17, RM 2172 SERVICE 2/9/12 NNMC-000 1 STRUCTURAL
B27ZMP GENM - TOILET SEAT - BLDG 19, RM 1111 URGENT 2/8/12 NNMC-000 2 REPAIR
B27ZNV PLUM - FAUCET LEAK - BLDG 19, RM 2759 URGENT 2/8/12 NNMC-000 2 PLUMBING
B288F3 PLUM - CLOGGED DRAIN - BLDG 19, RM 2709 URGENT 2/10/12 NNMC-000 2 PLUMBING
B288BZ HVAC - TOO COLD IN AM - BLDG 147/239 URGENT 2/10/12 NNMC-000 2 HVAC
B27YH2 ELEC - INSTALL 2 OUTLETS - BLDG 17, RMS 4024, 4042

SERVICE 2/7/12 NNMC-000 1 ELECTRICAL

B28F4Z ELEC - LIGHTS OUT - BLDG 17, RM 3185 SERVICE 2/13/12 NNMC-000 1 ELECTRICAL
B28F5R HVAC - TOO HOT - BLDG 17, SUITE 1A,, RM 1079 URGENT 2/13/12 NNMC-000 2 HVAC
B27ZBZ PLUM - Dranage clogged URGENT 2/6/12 NNMC-000 2 PLUMBING
B27ZL5 LOCK - STAIRWELL DOOR B19 URGENT 2/8/12 NNMC-000 2 LOCKS
B28LYY PLUM - CLOGGED SINKS - BLDG 51, RM 2008 URGENT 2/17/12 NNMC-000 2 PLUMBING
B28LCC GENM - FIRE DOORS - BLDG 19, RMS 3008 AND NEAR 

WILLIAM 3
URGENT 2/16/12 NNMC-000 2 REPAIR

B28LH2 LOCK - DOOR LOCK MECHANISM - BLDG 51, RM 1129
URGENT 2/16/12 NNMC-000 2 LOCKS

B28NL5 PLUM - REPAIR EYEWASH STATION - BLDG 51, RM 1114
URGENT 2/21/12 NNMC-000 2 PLUMBING

B28PKK PLUM - NO HOT WATER - BLDG 19, RM 1119 URGENT 2/22/12 NNMC-000 2 PLUMBING
B28NV7 ELEC/PLUM - BLDG 9, RM 1678 SERVICE 2/21/12 NNMC-000 1 ELECTRICAL
B28NDH ELEC - LIGHTS OUT - BLDG 17, RM 2035 URGENT 2/21/12 NNMC-000 2 ELECTRICAL
B28NHF ELEC - 2 BROKEN OUTLET COVERS - BLDG 19, RM 1443

URGENT 2/21/12 NNMC-000 2 ELECTRICAL

B28NTH PLUM - REPLACE TOILET SEAT - BLDG 19, RM 2218 SERVICE 2/21/12 NNMC-000 1 PLUMBING
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B29DND ELEC - INSTALL OUTLETS - BLDG 19, RMS 1502, 1508 URGENT 3/2/12 NNMC-000 2 ELECTRICAL
B29NBD LOCK - BROKEN LOCK - BLDG 67, FISHER HOUSE 5 URGENT 3/7/12 NNMC-000 2 LOCKS
B29RGN PLUM - TOILET OUT OF ORDER - BLDG 9A, RM 3220 URGENT 3/12/12 NNMC-000 2 PLUMBING
B29N43 HVAC - TURN OFF AC - BLDG 17, RM 4002 URGENT 3/7/12 NNMC-000 2 HVAC
B29RCL HVAC - LOUD NOISE - ALL BLDG 17 URGENT 3/12/12 NNMC-000 2 HVAC
B29RMJ HVAC - LEAKING CHILLED WATER SYSTEM -BLDG 19, RM 

B338
URGENT 3/12/12 NNMC-000 2 HVAC

B29TL5 PLUM - CLOGGED SINK - BLDG 19, RM 3332 URGENT 3/13/12 NNMC-000 2 PLUMBING
B29TS2 LOCK - BROKEN KEYPAD - BLDG 9A, RM 2426 URGENT 3/13/12 NNMC-000 2 LOCKS
B29TTC HVAC - BROKEN THERMOSTAT - BLDG 51, RM 1124, 

1124B
URGENT 3/13/12 NNMC-000 2 HVAC

B29TYX GENM - PAVILLION SERVICE 3/13/12 NNMC-000 1 MISC
B29Z4V GENM - FIRE EXTINGUISHER - BLDG 9A URGENT 3/17/12 NNMC-000 2 LABOR
B29Z4W LOCK-BROKEN LOCK - BLDG 19, RM 6017 SERVICE 3/17/12 NNMC-000 1 LOCKS
B29ZKL HVAC - TOO HOT - BLDG 10A, WHOLE BLDG URGENT 3/19/12 NNMC-000 2 HVAC
B2B54C GENM-REPAIR DOOR ASAP, Bldg 65 URGENT 3/23/12 NNMC-000 2 REPAIR
B2B4TW ELEC - DIMMER SWITCHES - BLDG 19, RM 3472 SERVICE 3/22/12 NNMC-000 1 ELECTRICAL
B2B4P3 PLUM - SPRINKLER MAIN LEAK - BLDG 226 URGENT 3/22/12 NNMC-000 2 PLUMBING
B2B7NT ELEC - Emergency Generator Test Bldg 63 SERVICE 3/28/12 NNMC-000 1 GENERATOR
B2B7NW ELEC - Emergency Generator Test Bldg 19 SERVICE 3/28/12 NNMC-000 1 GENERATOR
B2B7P2 GENM - REHANG WALL MOUNT - BLDG 9A, RM 2422, 

BAY 10
URGENT 3/28/12 NNMC-000 2 LABOR

B2B7PJ LOCK - RESET PASS CODE - BLDG 9A, RM 2426 (WITHIN 
2422)

URGENT 3/28/12 NNMC-000 2 LOCKS

B2B7TX ELEC - INSTALL OUTLETS - BLDG 17, RM 4024 SERVICE 3/28/12 NNMC-000 1 ELECTRICAL
B2B79Z LOCK- 090 ORTHO & REHAB SERVICE 3/27/12 NNMC-000 1 LOCKS
B2B7B7 LOCK- 093 ORTHO & REHAB SERVICE 3/27/12 NNMC-000 1 STRUCTURAL
B2B7C4 LOCK- 096 UTILITY PRODUCTS SERVICE 3/27/12 NNMC-000 1 STRUCTURAL
B2B7DX LOCK - BROKEN LOCK - BLDG 19, RM 2820 URGENT 3/28/12 NNMC-000 2 LOCKS
B2BBPG PLUM - LEAKING PIPE - BLDG 17, RM 4036 URGENT 4/3/12 NNMC-000 2 PLUMBING
B2BBKK ELEB - GENERATOR ALARM - BLDG 63 ALARM URGENT 4/3/12 NNMC-000 2 ELECTRICAL
B2BBN2 HVAC - NOT PULLING ENOUGH VACUUM - BLDG 17, RM 

4024
URGENT 4/3/12 NNMC-000 2 HVAC

B2BBH3 GENM - LOOSE TOILET SEAT - BLDG 17B, 2ND FLOOR 
MENS

URGENT 4/3/12 NNMC-000 2 REPAIR

B2BB49 ELEC - BAD LIGHT FIXTURE - BLDG 19, RM 3220 SERVICE 4/2/12 NNMC-000 1 ELECTRICAL
B2BB57 HVAC - NOT PULLING ENOUGH VACUUM URGENT 4/2/12 NNMC-000 1 HVAC
B2BBD3 ELEC - LIGHT OUT - BLDG 66, FISHER HOUSE 4, DINING 

RM
URGENT 4/2/12 NNMC-000 2 ELECTRICAL

B2BBGW GENM-REPAIR DOOR HANDLE SERVICE 4/3/12 NNMC-000 1 REPAIR
B2BBFM HVAC - Restore Proper Operation URGENT 4/2/12 NNMC-000 2 HVAC
B2BJZ8 GENM-REPAIR DOOR HANDLE - BLDG 19, RM 2701 URGENT 4/13/12 NNMC-000 2 LOCKS
B2BK35 LOCKS - NEEDS KEY MADE - BLDG 9A, RM 3216 SERVICE 4/13/12 NNMC-000 1 LOCKS
B2BK43 HVAC - FUME HOODS - BLDG 17, 4024, 4025 URGENT 4/13/12 NNMC-000 2 HVAC
B2BK4D GENM - BROKEN COUNTER TOP - BLDG 9A, RM 1001

SERVICE 4/13/12 NNMC-000 1 REPAIR

B2BJKL ELEC-REPAIR PNEUMATIC TUBE SYSTEM URGENT 4/12/12 NNMC-000 2 ELECTRICAL
B2BLTD ELEC - EXPOSED WIRES - BLDG 9A, RM 2422 URGENT 4/18/12 NNMC-000 2 ELECTRICAL
B2BM4Y ELEC - RECALIBRATE SMART PARKING - BLDG 63, 

PARKING GARAGE
URGENT 4/18/12 NNMC-000 2 ELECTRICAL

B2BLTS ELEC - SEVERAL LIGHTS OUT - BLDG 65, HALLWAYS URGENT 4/18/12 NNMC-000 2 ELECTRICAL
B2BNK2 PLUM - CLOGGED TOILET - BLDG 19, RM 6119 URGENT 4/23/12 NNMC-000 2 PLUMBING
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B2BNTY GENM - STALL DOOR JAMMED SHUT - BLDG 19, RM 
1131

SERVICE 4/23/12 NNMC-000 1 REPAIR

B2BR3W ELEC/PATCH & PAINT - REINSTALL OUTLET / PATCH & 
PAINT

SERVICE 4/26/12 NNMC-000 1 FCA_PAINT

B2BR2X ELEC - RESTORE POWER - BLDG 19, RM 4238 URGENT 4/26/12 NNMC-000 2 ELECTRICAL
B2BR5T ELEC - SEVERED DESK WIRE - BLDG 9A, RM 4011 URGENT 4/26/12 NNMC-000 2 REPAIR
B2BVFK GENM-REMOVE COMPUTER AND MONITOR FROM 

WALL, BLDG 19
SERVICE 5/2/12 NNMC-000 1 REPAIR

B2BVSB Lock- 117 Prostate Center SERVICE 5/2/12 NNMC-000 4 LOCKS
B2BXJC GENM - PATCH AND PAINT/REPAIR DOOR - BLDG 19, 

RMS 3116, 3137
SERVICE 5/4/12 NNMC-000 1 FCA_PAINT

B2BZ2Z PTNG-Road painting at Gate 5 SERVICE 4/27/12 NNMC-000 1 ROAD
B2C7F4 GENM- GATE 1 REPAIR HYDRAULIC BARRIER TWO 

INBOUND LANES , GATE 1 REPAIR BOLLARDS / GATE 2 
REPAIR HYDRAULIC BARRIERS TOWARDS THE HELIPAD.

SERVICE 5/15/12 NNMC-000 2 ROAD

B2C6BR HVAC - ROOM TOO HOT - BLDG 9A, RM 1512 URGENT 5/11/12 NNMC-000 2 HVAC
B2CCZN GENM - PUSH ARM TO FIRE DOOR IS MISSING - BLDG 

9A, RM 1200
URGENT 5/21/12 NNMC-000 3 STRUCTURAL

B2CFM5 PLUM - FAUCET LEAKING - BLDG 9A, RM 1532 URGENT 5/23/12 NNMC-000 3 PLUMBING
B2CFNB HVAC - TOO HOT - BLDG 9A, ALL 2ND FLOOR URGENT 5/23/12 NNMC-000 3 HVAC
B2CHCG GENM - VERY LOOSE TOILET SEAT - BLDG 66, RM 202

SERVICE 5/25/12 NNMC-000 2 REPAIR

B2CFRL LOCK- FMD SERVICE 5/23/12 NNMC-000 4 LOCKS
B2CLR6 PLUM - REPLACE FLUSH LEVER - BLDG 14T, MENS ROOM

URGENT 6/4/12 NNMC-000 3 PLUMBING

B2CM7R HVAC - change filters on AHU's for Bldg 9A SERVICE 6/5/12 NNMC-000 2 HVAC
B2CN3F PTNG - PATCH & PAINT - BLDG 9A - SEVERAL ROOMS

SERVICE 6/5/12 NNMC-000 2 FCA_PAINT

B2CRZT HVAC-Bldg. 66, Boiler mechanic room. Strange noise 
coming from room. Possible future A/C problem. URGENT 6/11/12 NNMC-000 1 HVAC

B2CLZY HVAC - change filters - Bldgs 19 and 9A SERVICE 6/4/12 NNMC-000 2 HVAC
B2CNNF HVAC-INVESTIGATE/REPAIR NEGATIVE AIR PRESSURE, 

BLDG 9A
URGENT 6/7/12 NNMC-000 1 HVAC

B2CP32 GENM - REMOVE REFRIGERATOR DOORS - next to the 
government gas station

SERVICE 6/7/12 NNMC-000 2 LABOR

B2CM4C CARP/ELEC - CUT HOLE IN / ALT CURRENT POWER 
RECEPTACLE -

SERVICE 6/4/12 NNMC-000 2 LABOR

B2CLXB HVAC-A/C NOT WORKING, BLDG 14T URGENT 6/4/12 NNMC-000 1 HVAC
B2CVJL GENM - MOVE HEAVY DEBRIS - USUHS GATE 5 URGENT 6/14/12 NNMC-000 3 ACCIDENT
B2CV84 ELEC/HVAC - REMOVE FUME HOOD - BLDG 9A, RM 3203

SERVICE 6/14/12 NNMC-000 2 HVAC

B2CVDC Bldg. 62 - Pressure wash outside walls and furniture.
SERVICE 6/14/12 NNMC-000 2 REPAIR

B2CTM2 LOCK - BROKEN LOCK - BLDG 51, RM 1206 URGENT 6/14/12 NNMC-000 3 LOCKS
B2CVMB LOCK - STRIKER PLATE BROKE - SECURED BLDG - BLDG 

51, RIGHT HAND DOOR, FRONT ENTRY
URGENT 6/15/12 NNMC-000 3 LOCKS

B2CYR8 HVAC - TOO HOT - NO AIRFLOW - BLDG 10A, RM 119
URGENT 6/21/12 NNMC-000 3 HVAC

B2CYTG HVAC - TOO HOT - 80 DEGREES - BLDG 51, RM 1126 URGENT 6/21/12 NNMC-000 3 HVAC
B2CYGN DOOR HANDLE BROKEN, BLDG 9A, RM 4159 SERVICE 5/6/12 NNMC-000 1 REPAIR
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B2CYJN ALARM SOUNDING, BLDG 9A SERVICE 5/7/12 NNMC-000 1 ELECTRICAL
B2CYYH HVAC/PLUM - STEAM SUPPLY LEAK - BLDG 51, RM 2400

URGENT 6/21/12 NNMC-000 3 PLUMBING

B2CXM6 GENM - clean Roof gutters - BLDGS 16, 26 and 203 SERVICE 6/20/12 NNMC-000 2 FCA_ROOF
B2CY56 HVAC - TOO HOT IN HALLWAY - BLDGS 8 & 7, FLOORS 5 

& 6
URGENT 6/20/12 NNMC-000 3 HVAC

B2CY8T HVAC - AC NOT WORKING - BLDG 65, RM RMS 101 THRU 
106

URGENT 6/20/12 NNMC-000 3 HVAC

B2CYRL GENM-B-62 ROOM # 3046 - REPAIR WINDOW LEAK SERVICE 6/21/12 NNMC-000 2 REPAIR
B2DB4J GENM-Bldg. 51, Rm. 1100-1130. Door will not close.

SERVICE 6/27/12 NNMC-000 2

B2D9KJ Lock-General Surgery SERVICE 6/26/12 NNMC-000 4 LOCKS
B2D9YN PLUM-Bldg. 60, Rm. 312. Broken shower head is leaking.

URGENT 6/27/12 NNMC-000 3 PLUMBING

B2FS78 PLUM - REPAIR TOILET - BLDG 51, RM 1322 URGENT 7/6/12 NNMC-000 3 PLUMBING
B2FGWN ELEC- GATE 3 USUHS GATE - GATE HAS NO POWER. URGENT 7/2/12 NNMC-000 3 ELECTRICAL
B2FGX4 GENM- USUHS GATE 5 - REPAIR DAMAGED GATE. URGENT 7/2/12 NNMC-000 3 REPAIR
B2FRLT ELEC - REPLACE BATTERY BACKED BALLASTS SERVICE 7/6/12 NNMC-000 2 ELECTRICAL
B2FNMC HVAC-B-66 ROOM # LOBBY (CEILING) - INVESTIGATE 

LOUD NOISE
SERVICE 7/5/12 NNMC-000 2 HVAC

B2FW8Z HVAC-B-51 ROOM # 1500 AND 1502 - STRONG WIND 
CAUSING DAMAGEB-51 ROOM # 1314 AND 2119 CALL 
LIGHT INSTALLATION

URGENT 7/11/12 NNMC-000 3 HVAC

B2FXH9 PLUM - BROKE WATER COOLER - BLDG 9A, NEAR 2682
SERVICE 7/12/12 NNMC-000 2 PLUMBING

B2FXC4 PLUM - BOOSTER PUMP LEAKING - BLDG 9A, RM B013
SERVICE 7/12/12 NNMC-000 2 PLUMBING

B2FW7S PLUM-Liquitech Liquidator Electronic Liquid Disinfection 
System in alarm.

URGENT 7/11/12 NNMC-000 3 PLUMBING

B2FXHJ PLUM - BROKE WATER COOLERS - NEAR 2683A, SERVICE 7/12/12 NNMC-000 2 PLUMBING
B2FXHL PLUM - WATER COOLERS - BLDG 9A, NEAR 2317 / 

BETWEEN RM 2226 & WOMENS HEALTH OBSTETRICS SERVICE 7/12/12 NNMC-000 2 PLUMBING

B2FWMV PLUM-B-51 ROOM # FRONT LOBBY OF NICOE NEAR THE 
SMALL CAFE BISTRO - DRAIN SMELL

URGENT 7/12/12 NNMC-000 3 PLUMBING

B2FWD4 PLUM-B-51 ROOM # 1322 - REPAIR RUNNING FAUCET
URGENT 7/11/12 NNMC-000 3 PLUMBING

B2G32S GENM-Bldg. 51, Main, sliding doors will not close all the 
way; two-inch gap.

SERVICE 7/17/12 NNMC-000 2 REPAIR

B2G2LZ GENM-Guard Shack at Metro Access Gate. Door locking 
mechanism is on outside of door; needs to uninstalled 
and reinstalled on inside of door.

SERVICE 7/17/12 NNMC-000 2 REPAIR

B2G2SF Handyman-Bldg. 60. Transfer window blinds from 104W 
to 404E.

SERVICE 7/17/12 NNMC-000 2 REPAIR

B2G52G HVAC-Bldg. 51, Rm. 2122C. A/C is not working. SERVICE 7/18/12 NNMC-000 2 HVAC
B2G57S BLDG 62-ANNUAL VTE Certification test performed on 

the eight elevators in Building 62
SERVICE 7/18/12 NNMC-000 4 CONVEYING

B2G58L ELEC - INSTALL OUTLET FOR PRINTER/COPIER - BLDG 51, 
RM 2122 (CORRIDOR)

SERVICE 7/18/12 NNMC-000 2 ELECTRICAL

B2G58V HVAC-Bldg. 52, Rm. 519. Exhaust fan is down in 
bathroom in resident's room.

SERVICE 7/18/12 NNMC-000 2 HVAC
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B2G596 HVAC-Bldg. 62, 2nd Floor. No A/C is working on floor. 
Office space.

SERVICE 7/18/12 NNMC-000 2 HVAC

B2G5DG HANDYMEN-RELOCATE PALLETS SERVICE 7/18/12 NNMC-000 4 REPAIR
B2G5DH WATER RUNNING DOWN SINKHOLE SERVICE 7/18/12 NNMC-000 2 LABOR
B2G5BG HVAC - REPLACE FILTERS - PLENUM ROOM - BLDG 9A, 

MER
URGENT 7/18/12 NNMC-000 3 HVAC

B2G5BL HVAC - REPLACE FILTERS - PLENUM ROOM - BLDG 19, 
MER

URGENT 7/18/12 NNMC-000 3 HVAC

B2GKZN B-66 ROOM # 105 - REPAIR DOOR LOCK SERVICE 7/23/12 NNMC-000 2 REPAIR
B2GLKZ LOCKS-Bldg. 62, Rm. 2068. Can't open GSA 2-drawer 

safe. Requesting locksmith to open.
URGENT 7/24/12 NNMC-000 3 LOCKS

B2GLL8 PTNG-Bldg. 58, pump islands. Paint curbs on pump 
islands at the NEX Retail Gas Facility.

SERVICE 7/24/12 NNMC-000 2 FCA_PAINT

B2GLLR GENM-Bldg. 61, Fire Door to stairway at 1st floor west 
wing, elevator lobby. Please see details.

URGENT 7/24/12 NNMC-000 3 REPAIR

B2GLM4 LOCK - DOOR WON'T LATCH - SECURED AREA - BLDG 51, 
RM 1117

URGENT 7/24/12 NNMC-000 3 LOCKS

B2GKTY B-51 ROOM # ENTIRE SECIOND FLOOR - HOT 
TEMPERATURE

URGENT 7/23/12 NNMC-000 3 HVAC

B2GLHX HVAC - TOO HOT IN BLDG 9A - ALL 1ST FLOOR URGENT 7/24/12 NNMC-000 3 HVAC
B2GKXR GENM-INSTALL MAGNETIC DOOR HOLDER URGENT 7/23/12 NNMC-000 3 REPAIR
B2GKZY PLUM-Bldg. 51, 2nd Floor, Mech. Rm. Hot water heating 

supply pump. P-1 is leaking.
URGENT 7/23/12 NNMC-000 3 PLUMBING

B2GL22 PLUM-Bldg. 51, 2nd Floor, Mech. Rm. Temp. steam 
regulator not working DWH-1; needs replacing. URGENT 7/23/12 NNMC-000 3 PLUMBING

B2GTKJ ELEC - REPLACE LIGHT BULB / RUG GETS WET SERVICE 7/31/12 NNMC-000 2 PLUMBING
B2GXY4 ELEC - CALL BELL SYSTEM MALFUNCTION  - BLDG 9A, RM 

4153
URGENT 8/3/12 NNMC-000 3 ELECTRICAL

B2H4TZ HVAC-B-51 ROOM # 1311 - HOT TEMPERATURE URGENT 8/6/12 NNMC-000 3 HVAC
B2H4V7 ELEC-B-19 ROOM # B315 - INSTALL ELECTRICAL CIRCUIT

SERVICE 8/6/12 NNMC-000 2 ELECTRICAL

B2H7FL HVAC - TOO WARM IN MRI ROOM - PATIENT CARE - 
BLDG 51, RM 1124A, 1124B

URGENT 8/10/12 NNMC-000 3 HVAC

B2H7GV PLUM - CLOGGED TOILET - LODGE GATE - BLDG 106 URGENT 8/10/12 NNMC-000 3 PLUMBING
B2HCGF HVAC-Replace filters in plenum room, BLDG 9A SERVICE 8/13/12 NNMC-000 2 HVAC
B2HPSY HVAC - NEGATIVE PRESSURE ROOM - BLDG 9A, RM 3410

SERVICE 8/17/12 NNMC-000 2 HVAC

B2HRN9 LOCK BROKEN FROM INSIDE - CAN'T GET OUT - B-9A, R-
2122

URGENT 8/21/12 NNMC-000 3 LOCKS

B2HRRZ HVAC - TOO WARM - PATIENT COMPLAINING - BLDG 9A, 
RM 3422

URGENT 8/21/12 NNMC-000 3 HVAC

B2HTJS GENM -B-9A 1ST FLOOR - FIRE DOOR MAGNETS ARE 
OFF.

SERVICE 8/21/12 NNMC-000 2 REPAIR

B2HV7Z LOCKS-Bldg. 9A, Rm. 2422. Door latch to handicap door 
is malfunctioning.

SERVICE 8/22/12 NNMC-000 2 LOCKS

B2HV7J HILL-ROM CALL BELL SYSTEM - BLDG 9A, RM 1112 SERVICE 8/22/12 NNMC-000 2 ELECTRICAL
B2HRJC GENM- Repair Wheelchair Ramp URGENT 8/20/12 NNMC-000 3 REPAIR
B2HRJV HVAC-TOO HOT IN RESIDENTS ROOM SERVICE 8/20/12 NNMC-000 2 HVAC
B2HVBX PLUM - CLOGGED TOILED - BLDG 9A, RM 4147 URGENT 8/22/12 NNMC-000 3 PLUMBING
B2JH76 ELEC - LIGHTS OUT - BLDG 9A, ELEVATOR / IN FRONT OF 

ELEVATORS 19 & 20
SERVICE 8/24/12 NNMC-000 2 ELECTRICAL
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B2JH93 HVAC - NO AC / TOO COLD - BLDG 65, RMS 101 THRU 
208

URGENT 8/24/12 NNMC-000 3 HVAC

B2JHDL HVAC - TOO HOT - CRACK UNIT 103, RM 1044, BLDG 51
URGENT 8/24/12 NNMC-000 3 HVAC

B2JCLP GENM-B-65 ROOM # 207 - REPAIR WINDOW SERVICE 8/23/12 NNMC-000 2 REPAIR
B2JVJ7 TOO HOT - BLDG 9A, RM 3320 - AFFECTING MEDS & 

EQUIPMENT
URGENT 9/11/12 NNMC-000 3 HVAC

B2JV2W MENS BATHROOM FLOODED ON MAIN STREET SERVICE 9/8/12 NNMC-000 2 PLUMBING
B2JT8M ELEC - REPLACE OUTSIDE LIGHTBULBS - NORTH GATE

SERVICE 9/7/12 NNMC-000 2 ELECTRICAL

B2JVFR NO AC AT USUH GATE SERVICE 9/8/12 NNMC-000 2 HVAC
B2JT9M Lock- Able Troop WTB SERVICE 9/7/12 NNMC-000 4 LOCKS
B2JX45 REPAIR OVERHEAD HEATERS & INSIDE HEATER - GATE 4, 

LODGE GATE
SERVICE 9/14/12 NNMC-000 2 HVAC

B2JX5Y PLUM - CHANGE FAUCET - BLDG 51, RMS 1104A, 1106A
SERVICE 9/14/12 NNMC-000 2 PLUMBING

B2JYPM GENM- Parking post, B-62, side walk SERVICE 9/19/12 NNMC-000 2 REPAIR
B2JYGC PROBLEMS FROM HEAVY RAIN - BLDG 62, RM 3029 SERVICE 9/18/12 NNMC-000 2 HVAC
B2JYK5 GENM-1st Deck, Fire Doors, Exit North Side of Building & 

STB3-B
URGENT 9/19/12 NNMC-000 3 REPAIR

B2JYNM Cold Call-B-9A, RM-0989 SERVICE 9/19/12 NNMC-000 2 HVAC
B2JYCS PLUM - CAP PLUMBING - BLDG 51, RM 1312 SERVICE 9/18/12 NNMC-000 2 PLUMBING
B2JY9C LIGHT ARE OUT. SERVICE 9/16/12 NNMC-000 2 ELECTRICAL
B2K2N4 HANDYMAN - Key box install on wall, B-62, RM-1020

SERVICE 9/24/12 NNMC-000 2 REPAIR

B2K4HP ELEC - MALFUNCTIONING AUTO DOOR - BLDG 9A, 
BETWEEN ROOMS 2056 AND 2122

SERVICE 9/27/12 NNMC-000 2 ELECTRICAL

B2K4BB FIRE DOOR WON'T CLOSE FULLY - BLDG 9A,STAIR STB2
URGENT 9/26/12 NNMC-000 3 REPAIR

B2K4MH 2 BATHROOM LVL B1 AND CAFE DONT HAVE AIR 
SANITZER IS BROKEN. SOAP DISPENSER NOT WORKING 
PROPERLY

SERVICE 9/26/12 NNMC-000 2 REPAIR

B2K4MT Handyman-EPA - Tank Sign at Various Locations SERVICE 9/27/12 NNMC-000 2 LABOR
B2K4TW AIR SUCTION THAT IS MOUNTED TO THE WALL IS 

MALFUNCTIONING. PLEASE CHECK AND REPAIR ASAP.<!-- 
RICH TEXT -->

SERVICE 6/7/12 NNMC-000 2 HVAC

B2K6GB CEILING LEAKING, B-9, RM-3570 URGENT 10/3/12 NNMC-000 3 PLUMBING
B2K5KZ TOO HOT - BLDG 9A, ALL 2ND FLOOR URGENT 10/2/12 NNMC-000 3 HVAC
B2KHWM ALARM SOUNDING - BLDG 51, ROOM 1002

SERVICE 10/10/12 NNMC-000 2 ELECTRICAL

B2KHBB LEAK FROM CEILING COMING FROM ROOF URGENT 10/4/12 NNMC-000 3 PLUMBING
B2KHWW PTNG - PATCH & PAINT - BLDG 62, ROOM 3055

SERVICE 10/10/12 NNMC-000 2 FCA_PAINT

B2KH56 ALARM SOUNDING- BUZZING NOISE BEHIND AIR 
HANDLER

SERVICE 10/2/12 NNMC-000 2 LABOR

B2KH8T SINK IS CLOGGED BLDG 9A RM 2426 SERVICE 10/9/12 NNMC-000 1
B2KHMT PLUM - LEAKY FAUCET - BLDG 9A, RM 1305 SERVICE 10/10/12 NNMC-000 2 PLUMBING
B2KHM2 Handyman, Banners, Removed from Gate 2, Replaced at 

Gate 1, and Gate 5
SERVICE 10/10/12 NNMC-000 2 LABOR

B2KK7G LIGHTS INOP BLDG 9A RM 2032 SERVICE 10/15/12 NNMC-000 1
B2KG39 COLD CALL BLDG LODGE GATE 4 URGENT 10/9/12 NNMC-000 1
B2KLZZ Ceiling Leak, B-10A, ROOMS 100, 101 URGENT 10/15/12 NNMC-000 3 PLUMBING



J-1502000-05 Historical Service Orders FY12
CNIC

56 of 322

Work 
Order

Description Sub Work Type Location Priority Failure Class
Reported 

Date

B2KLRW TILES ON FLOOR WORN OUT BLDG 10A RM 124 SERVICE 10/15/12 NNMC-000 1
B2KLTP CYPHER LOCK  NEEDS BATTERY CHANGED SERVICE 10/12/12 NNMC-000 2 LOCKS
B2KWRT BKLG - REPLACE 6 OR MORE FLOURECENT - BLDG 

51,STAIR F-1
SERVICE 10/18/12 NNMC-000 2 ELECTRICAL

B2LW47 MECHANICAL ROOM RM107 DOOR NOT CLOSING 
PROPERLY, & OUTSIDE LEAK POSSIBLE B-102

SERVICE 11/2/12 NNMC-102 1 REPAIR

B2N8P8 Beeping Noise, B-102, RM-107 SERVICE 12/5/12 NNMC-102 3 ELECTRICAL
B2NNLX TOO MUCH PRESSURE WHEN TOILET IS FLUSHED - BLDG 

11, RM 238
SERVICE 12/18/12 NNMC-11 2 PLUMBING

B2MSXW LIGHTS, B-11, HALLWAY NEAR RM-130 AND 140
SERVICE 11/26/12 NNMC-11 2 ELECTRICAL

B2LWSD LIGHT BULB OUT IN FRONT OF B-11 RM-273 HALLWAY
SERVICE 11/5/12 NNMC-11 1 ELECTRICAL

B2MW5L COLD CALL B-11 RM-245B SERVICE DOG TRAINING URGENT 11/28/12 NNMC-11 1 HVAC
B27B4D LOCK- 009 SPECIAL EVENTS SERVICE 1/17/12 NNMC-11 1 STRUCTURAL
B27HSP GENM - BROKEN DOOR HINGE URGENT 1/24/12 NNMC-11 2 REPAIR
B27JPW ELEC - GENERATOR - BACK OF BLDG 11 URGENT 1/25/12 NNMC-11 2 ELECTRICAL
B28RNT GENM - Repair Window URGENT 2/23/12 NNMC-11 2 REPAIR
B29RP4 HVAC/ELEC - Too Hot Replace switch and install outlet.

URGENT 3/12/12 NNMC-11 2 HVAC

B29RP7 HVAC - Leaking Valve. URGENT 3/12/12 NNMC-11 2 HVAC
B29TZL LOCK- 076 NSAB ADMIN SERVICE 3/13/12 NNMC-11 1 STRUCTURAL
B29ZRS HVAC-TURN ON HVAC SYSTEM FOR THE SEASON SERVICE 3/20/12 NNMC-11 1 HVAC
B2B2P9 HVAC - LIEBERT FILTRATION - BLDG 11, RM 176 SERVICE 3/21/12 NNMC-11 1 HVAC
B29Z75 HVAC-INVESTIGATE/REPAIR HIGH HEAD PRESSURE URGENT 3/19/12 NNMC-11 2 HVAC
B2B2DP HVAC- REPAIR AC LEAK SERVICE 3/21/12 NNMC-11 1 HVAC
B2B7YC GENM-REPAIR HANDICAPP DOOR SERVICE 3/29/12 NNMC-11 1 REPAIR
B2B7ZH GENM - Repair/Replace Door URGENT 3/29/12 NNMC-11 2 REPAIR
B2BVT9 HVAC - AC UNIT LOW SUCTION COMPRESSOR - BLDG 11, 

RM 176
URGENT 5/2/12 NNMC-11 2 HVAC

B2C73V GENM-B-11 ROOM # NEAR ROOM 225 IN THE HALLWAY 
IN BETWEEN WOMENS AND MENS BATHROOM - 
INVESTIGATE MOLD LIKE SMELL AND A POTENTIAL 
HAZARD TO HEALTH.

SERVICE 5/14/12 NNMC-11 2 FCA_OTHER

B2CBX4 HVAC-B-11 ROOM # 3539 - EXTREMELY HOT 
TEMPERATURE.

URGENT 5/18/12 NNMC-11 3 HVAC

B2CGCT ELEC - RESTORE POWER TO 3-4 OUTLETS - BLDG 11, RM 
041

URGENT 5/24/12 NNMC-11 3 ELECTRICAL

B2CWB7 ELEC - REPLACE LIGHTBULBS - BLDGS 7-11 TUNNEL SERVICE 6/15/12 NNMC-11 2 ELECTRICAL
B2FS62 HVAC- B-11 ROOM # 176 - HIGH HEAD PRESSURE AC 

UNIT
URGENT 7/6/12 NNMC-11 3 HVAC

B2JK4J ELEC - OUTLET FAILURE - BLDG 11, RM 171A URGENT 8/29/12 NNMC-11 3 ELECTRICAL
B2JPH3 HVAC-A/C LEAKING WATER SERVICE 9/4/12 NNMC-11 2 HVAC
B2KPS3 Window broken, B-11, RM-261 SERVICE 10/16/12 NNMC-11 2 REPAIR
B2KPTT Construction Oversight for Mass Notification System 

(MNS) Giant Voice (Giant Voice) Installation at Various 
Bldgs.

SERVICE 10/16/12 NNMC-11 2 LABOR

B2KTPZ ELEC - 2 OUTLETS NOT WORKING SERVICE 10/17/12 NNMC-11 2 ELECTRICAL
B2LTYS Repair roof leaks and replace wet ceiling tiles B-11 2ND 

FLOOR
SERVICE 11/1/12 NNMC-11 1 REPAIR

B26J5X GENM - Replace Ceiling Tiles URGENT 1/11/12 NNMC-11 1 LABOR
B27B73 GENM - CEILING TILES - BLDG 11, RM 176 SERVICE 1/17/12 NNMC-11 1 LABOR
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B28FGT GENM - LEAKY WINDOW URGENT 2/13/12 NNMC-11 2 REPAIR
B28KX3 LOCKS - Re-core Lock URGENT 2/13/12 NNMC-11 2 LOCKS
B28SKM PLUM - DISCOLORED WATER - BLDG 11, NEAR 221 URGENT 2/24/12 NNMC-11 2 PLUMBING
B29TLM Elec - Repair Switched for Ceiling Fans SERVICE 3/13/12 NNMC-11 1
B29TLR Adjust temp for air handler serving Liberty Zone SERVICE 3/13/12 NNMC-11 1
B29VR3 GENM - WINDOW WON'T OPEN - BLDG 11, RM 269 SERVICE 3/15/12 NNMC-11 1 LABOR
B29VTR ELEC-POWER OUTLET INSTALLATION SERVICE 3/15/12 NNMC-11 1
B2B6LG ELEC - Exhaust Fan indicator Light is off URGENT 3/26/12 NNMC-11 4 ELECTRICAL
B2B6HT ELCON-REPAIR STUCK ELEVATOR URGENT 3/26/12 NNMC-11 2 CONVEYING
B2B6RR GENM - Remove graffiti  on wall B11 to B9 SERVICE 3/26/12 NNMC-11 1 LABOR
B2B72P LOCK- 091 NSAB ADMIN SERVICE 3/27/12 NNMC-11 1 STRUCTURAL
B2BM4S HVAC-AC ALARMING URGENT 4/18/12 NNMC-11 2 HVAC
B2BPHX BKLG - LIGHTS OUT - BLDG 11, HALLWAY OUTSIDE RM 

210, 235
SERVICE 4/25/12 NNMC-11 1 ELECTRICAL

B2BY63 ELEC-INVESTIGATE AND REPAIR POWER OUTAGE B-11 
ROOM # 157 AND 151

URGENT 5/7/12 NNMC-11 2 ELECTRICAL

B2C5LF GENM-B-11 ROOM # 254 CUT TWO HOLES IN CEILING.
SERVICE 5/10/12 NNMC-11 REPAIR

B2CKHV GENM/HVAC-Bldg. 11, Rm. 205. A/C unit and window 
are broken in office room.

URGENT 5/30/12 NNMC-11 3 HVAC

B2CSSF HVAC - HIGH PRESSURE ALARM SOUNDING ON AC - 
BLDG 11, RM 176

URGENT 6/12/12 NNMC-11 3 HVAC

B2CXJG ELCON - ONLY ELEVATOR IN BLDG 11 WORKING 
SPORADICALLY

URGENT 6/19/12 NNMC-11 3 REPAIR

B2CX9G Lock- NSAB Admin SERVICE 6/19/12 NNMC-11 4 LOCKS
B2CXBZ Lock- Navy College SERVICE 6/19/12 NNMC-11 4 LOCKS
B2CWX9 GENM-Bldg. 11, Rm. 210. Install television mount. SERVICE 6/18/12 NNMC-11 2 REPAIR
B2CX4B Lock- NSAB Admin SERVICE 6/19/12 NNMC-11 4 LOCKS
B2CWPC LOCKS - 2 KEYS EACH FOR 6 ROOMS - BLDG 11 URGENT 6/18/12 NNMC-11 3 LOCKS
B2FB9Y HVAC - AC UNIT # 4- HOT HEAD PRESSURE ALARM - 

BLDG 11, RM 176
URGENT 6/29/12 NNMC-11 3 HVAC

B2GK4C HVAC- B-11 ROOM # 176 - HIGH HEAD PRESSURE AC 
UNIT

URGENT 7/20/12 NNMC-11 3 HVAC

B2GNCR HVAC B-11 ROOM # 182 - REPAIR COOLING UNIT. URGENT 7/27/12 NNMC-11 3 HVAC
B2H6DS HVAC - AC UNIT LEAKING WATER - CAUSING FLOOD - 

BLDG 11, 1ST FLOOR, NEXT TO SNACK MACHINES URGENT 8/8/12 NNMC-11 3 HVAC

B2HP6V GENM-INSTALL MAIL SLOT IN DOOR SERVICE 8/16/12 NNMC-11 3 REPAIR
B2JR7V HVAC - AC UNIT LEAKING - BLDG 11, RM 295 URGENT 9/5/12 NNMC-11 3 HVAC
B2JPZ2 HVAC-B-11 ROOM # 154 - AC MAKING LOUD NOISE.

SERVICE 9/5/12 NNMC-11 HVAC

B2JZW3 GENM - WINDOW OFF HINGES - BLDG 11, RM 231 SERVICE 9/21/12 NNMC-11 2 REPAIR
B2KBRH LIGHTS OUT MENS RM 126 & HALLWAY FRONT OF 148

SERVICE 10/5/12 NNMC-11 1

B2KJX9 POWER OUTAGE - BLDG 11, RM 151, 157 URGENT 10/12/12 NNMC-11 3 ELECTRICAL
B2LT5H Ceiling Title, B-11, RM-211 URGENT 10/31/12 NNMC-11 3 PLUMBING
B2LTSX HANDYMEN - MOVE DESK  - BLDG 11, RM 273 SERVICE 11/1/12 NNMC-11 2 LABOR
B2M37T SINK VALVE LEAK B-11 RM-186 URGENT 11/8/12 NNMC-11 1 PLUMBING
B2M4MP Lights, B-11, RM-176 SERVICE 11/13/12 NNMC-11 2 ELECTRICAL
B2MM38 Locks- Lock repair SERVICE 11/15/12 NNMC-11 4 LOCKS
B2N7KY Handyman- B-11, RM-265 SERVICE 12/3/12 NNMC-11 2
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B2N969 TOP PART OF WINDOW IS OUT OF PLACE NEEDS TO BE 
SECURED RM-153 B-11

SERVICE 12/6/12 NNMC-11 1 REPAIR

B2N92V Handyman- Board, B-11, RM-236 SERVICE 12/6/12 NNMC-11 2 LABOR
B2N953 Handyman-B-11, RM-293 SERVICE 12/6/12 NNMC-11 2
B2N8DK Window, B-11, RM-239 SERVICE 12/5/12 NNMC-11 2 REPAIR
B2N8G2 Handyman-B-11, RM SERVICE 12/5/12 NNMC-11 2 LABOR
B2N8G3 Self Help- Board, B-11, RM-245 SERVICE 12/5/12 NNMC-11 2 LABOR
B2NGR7 Patch & Paint, B-11, RM-225 SERVICE 12/7/12 NNMC-11 2 FCA_PAINT
B2NNXW GENERATOR ALARM SOUNDING - BLDG 11, RM OUTSIDE 

BACKUP GENERATOR
URGENT 12/19/12 NNMC-11 3

B2NSM4 No Power, B-11, RM-279 URGENT 12/27/12 NNMC-11 3 ELECTRICAL
B264XW LOCK- KEY CYLINDER B11 SERVICE 1/5/12 NNMC-11 1 LOCKS
B279XT LOCK- 007 NSAB ADMIN SERVICE 1/17/12 NNMC-11 1 STRUCTURAL
B28LTS ELEC - LIGHTS OUT - BLDG 11 TUNNEL SERVICE 2/17/12 NNMC-11 1 ELECTRICAL
B29RGV PEST - ANTS - BLDG 11, RM 203 URGENT 3/12/12 NNMC-11 1 PEST CONTROL
B29ZXX LOCK-KEY STUCK IN DOOR LOCK URGENT 3/20/12 NNMC-11 2 LOCKS
B2B4PP PLUM - Investigate/Repair Ceiling Leak URGENT 3/22/12 NNMC-11 4 PLUMBING
B2B4SY HVAC - RADIATOR LEAK - BLDG 11, RM 187 URGENT 3/22/12 NNMC-11 2 HVAC
B2B4NF ELEC - MOVE OUTLET - BLDG 11, RM 265 SERVICE 3/22/12 NNMC-11 1 ELECTRICAL
B2B74V ELEC-MOVE POWER OUTLET SERVICE 3/27/12 NNMC-11 1 ELECTRICAL
B2BB6K HVAC - TOO COLD - BLDG 11, WHOLE BLDG URGENT 4/2/12 NNMC-11 2 HVAC
B2BBDZ HVAC - Quarterly PM AHU-2 & 1 URGENT 4/2/12 NNMC-11 2 HVAC
B2BJCW ELEC- RESTORE POWER URGENT 4/11/12 NNMC-11 2 ELECTRICAL
B2BJ3V PLUM -REWORK Investigate/Repair Ceiling Leak URGENT 4/11/12 NNMC-11 4 PLUMBING
B2BP9S LIGHT OUT - HALLWAY IN FRONT OF 135 SERVICE 4/24/12 NNMC-11 1 ELECTRICAL
B2BNN2 HVAC-A/C UNIT #2 HAS ICE SERVICE 4/22/12 NNMC-11 1 HVAC
B2BV58 GENM-REPAIRDOOR/REPLACE BURNED OUT LIGHTS

SERVICE 5/1/12 NNMC-11 1 REPAIR

B2CKRB Lock- NSAB Admin SERVICE 5/30/12 NNMC-11 4 LOCKS
B2CVJH PLUM-NO HOT WATER THROUGHOUT BUILDING. SERVICE 6/14/12 NNMC-11 4 PLUMBING
B2CVMS HVAC - AC UNIT - LOSS OF AIRFLOW - BLDG 11, RM 176

URGENT 6/15/12 NNMC-11 3 HVAC

B2CXKV ELEC-Bldg. 11, Rm. 11126. Power outage-outlets-can't 
run computers.

URGENT 6/19/12 NNMC-11 3 ELECTRICAL

B2CZ3F HVAC - CLEAR HIGH HEAD PRESSURE ALARM - UNIT 4 - 
BLDG 11, RM 176

SERVICE 6/22/12 NNMC-11 2 HVAC

B2FS7N HVAC/PLUM - UNCLOG AIR HANDLER DRAIN / UNCLOG 
OUTSIDE DRAIN

SERVICE 7/6/12 NNMC-11 2 HVAC

B2FS8J ELEC - POWER OUT - BLDG 11, RM 041 URGENT 7/6/12 NNMC-11 3 ELECTRICAL
B2FW52 ELCON-B-11 ROOM # 45 - REPAIR MALFUNCTIONING 

LIFT.
URGENT 7/11/12 NNMC-11 3 CONVEYING

B2FW89 HVAC-AHU is leaking water. URGENT 7/11/12 NNMC-11 3 HVAC
B2G5F4 HANDYMEN-RELOCATE BOXES SERVICE 7/18/12 NNMC-11 4 GROUNDS
B2G352 ALARM-B-11 ROOM # 176 - SERVER ROOM UNIT # 4- 

ALARM
URGENT 7/17/12 NNMC-11 1 ELECTRICAL

B2G5CN HVAC-Bldg. 11, Back of building near loading dock, near 
Rm. 45A, HVAC unit on inside of building is leaking. URGENT 7/18/12 NNMC-11 3 HVAC

B2GLJ6  SERVICE 7/24/12 NNMC-11 3 REPAIR
B2GLFD PLUM - ACTIVE CEILING LEAK - BLDG 11, RM 45A45A

URGENT 7/24/12 NNMC-11 3 PLUMBING
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B2GY62 HVAC-B-11 ROOM # 176 - LOW COMPRESSION ON AC 
UNIT.

URGENT 8/3/12 NNMC-11 3 HVAC

B2JYLS ELEC - POWER OUTLETS NOT WORKING - BLDG 11, RM 
016

URGENT 9/19/12 NNMC-11 3 ELECTRICAL

B2K2G2 ELEC - POWER OUTAGE - BLDG 11, RM 135 URGENT 9/24/12 NNMC-11 3 ELECTRICAL
B2KH5Z COLD CALL - BLDG 11, ALL 2ND FLOOR SERVICE 10/9/12 NNMC-11 2 HVAC
B2KHSY POWER OUTAGE - BLDG 11, RMS 014, 012(?), 158, URGENT 10/10/12 NNMC-11 3 ELECTRICAL
B2L2TN BROKEN TOILET SEAT B-11 RM-229 SERVICE 10/19/12 NNMC-11 1
B2N86L HOT CALL - CLARK AUDITORIUM - BLDG 10 SERVICE 12/4/12 NNMC-12 2 HVAC
B2NS8M Pipe leaking, B-13, Basement URGENT 12/26/12 NNMC-13 3 PLUMBING
B2BNFS HVAC - AC LOW ON FREON - BLDG 13, 1304 SERVICE 4/23/12 NNMC-13 1 HVAC
B2BNRP GENM-REMOVE CUBICLES FROM BRAC TRAILER URGENT 4/23/12 NNMC-13 2 REPAIR
B2GX8X HVAC - NO AC - COILS FROZE UP - BLDG 13, RM 1040

URGENT 8/2/12 NNMC-13 3 HVAC

B2FT42 HVAC-Bldg. 13, Rm. 1304. Hot network closet (86 
degrees).

URGENT 7/9/12 NNMC-13 3 HVAC

B2K382 HOT NETWORK CLOSET - NNMC-13, RM 1304 URGENT 9/25/12 NNMC-13 3
B2KB3V Locks- PWD SERVICE 10/4/12 NNMC-13 4 LOCKS
B2LW2R GARAGE DOOR OFF TRACK B-13 BASEMENT SELF HELP 

SHOP
SERVICE 11/2/12 NNMC-13 1 REPAIR

B2M4MJ Heating Coil, B-14, Roof URGENT 11/13/12 NNMC-14 3 HVAC
B2M4CT LOCKS-Install lock B14 Environmental Director Office.

SERVICE 11/13/12 NNMC-14 2 LOCKS

B2N53C Locks- Urology SERVICE 11/29/12 NNMC-14 4 LOCKS
B2NK9C CHANGE HVAC FILTER B-14T SERVICE 12/13/12 NNMC-14 1 HVAC
B2MNLG LIGHT BULB OUT B-14 HALLWAY IN FRONT OF ROOM-

101
SERVICE 11/16/12 NNMC-14 1 ELECTRICAL

B2MR4D Repair Air Compressor Motor, Bldg. 14 Basement 
Mechanical Room

URGENT 11/20/12 NNMC-14 3 HVAC

B2NSHW VALVE FAILING B-14 RM-LOWER LEVEL SOUTH SERVICE 12/27/12 NNMC-14 1 HVAC
B27HVJ LOCK- 011 FACILITIES URGENT 1/24/12 NNMC-14 3 STRUCTURAL
B292WZ HVAC - Repair HVAC Unit Bldg 14T URGENT 2/27/12 NNMC-14 1 HVAC
B2935Z PAINT - Paint Parking Spaces SERVICE 2/27/12 NNMC-14 1 FCA_PAINT
B29B7S Lock -068 Facilities SERVICE 2/29/12 NNMC-14 1 STRUCTURAL
B29CRP REPAIR CYPHER LOCK, BSMT BLDG 14 SERVICE 3/1/12 NNMC-14 1
B29RD3 HVAC - REPLACE THERMOSTAT - BLDG 14 SERVICE 3/12/12 NNMC-14 1 HVAC
B2BFCL HVAC - AIR BALANCE - BLDG 14, WHOLE BLDG URGENT 4/6/12 NNMC-14 2 HVAC
B2BDD2 HVAC-REPAIR VENTILATION EXHAUST DUCT SERVICE 4/2/12 NNMC-14 1 HVAC
B2BHV2 LOCK-BROKEN COMBINATION LOCK URGENT 4/10/12 NNMC-14 2 LOCKS
B2BNSX Lock- 123 FMD SERVICE 4/23/12 NNMC-14 4 LOCKS
B2BNT8 Lock- 128 FMD SERVICE 4/23/12 NNMC-14 4 LOCKS
B2CBTW LOCK - SWAP OUT CORE - BLDG 14, RM 121 SERVICE 5/18/12 NNMC-14 2 LOCKS
B2CSLB GENM-B-14 ROOM # 183 - REPAIR MALFUNCTIONING 

DOOR KNOB.
SERVICE 6/12/12 NNMC-14 2 REPAIR

B2CVVX HVAC - AC/HEATING UNIT NOT WORKING - BLDG 14 
BASEMENT

SERVICE 6/15/12 NNMC-14 2 HVAC

B2FNNG HVAC - AC UNIT NOT COOLING - BLDG 14 TRAILER SERVICE 7/5/12 NNMC-14 2 HVAC
B2GJGW LOCK - BROKEN CIPHER LOCK - BLDG 14, NEAR RM 170

SERVICE 7/19/12 NNMC-14 2 LOCKS

B2GLKX HANDYMEN-Reset Plunger in the door and remove gate 
on Palmer Road

SERVICE 7/24/12 NNMC-14 1 GROUNDS
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B2H6PW HANDYMEN-B-14 ROOM # 183 - HANG CHART  HOLDER 
TO THE WALL NEXT TO THE DOOR.

SERVICE 8/9/12 NNMC-14 2 REPAIR

B2H5VN LOCK- B-14 TRAILER - POP THE LOCK SERVICE 8/7/12 NNMC-14 2 LOCKS
B2HFL5 PLUM-NO COLD WATER AND REPLACE WATER FILTER

URGENT 8/14/12 NNMC-14 3 PLUMBING

B2HCWS LOCK- CHANGE LOCK TO OFF-OFF MASTER SERVICE 8/13/12 NNMC-14 2 LOCKS
B2JPFW GENM- SLIDING WINDOW IS BROKEN. SERVICE 9/4/12 NNMC-14 2 REPAIR
B2LC6S Locks- Emcor SERVICE 10/22/12 NNMC-14 4 LOCKS
B2LBX8 Locks- PWD SERVICE 10/22/12 NNMC-14 4 LOCKS
B26G6M HVAC - LOCK BOXES - BLDG 14 SERVICE 1/9/12 NNMC-14 1 LOCKS
B26GLN GENM - COMMAND LEADERSHIP BOARD - BLDG 14, RM 

167
SERVICE 1/9/12 NNMC-14 1 LABOR

B27B84 ELEC - RESTORE POWER - BLDG 14, RMS 169, 170 URGENT 1/17/12 NNMC-14 2 ELECTRICAL
B27L73 DOOR - REPAIR STALL DOOR - BLDG 14, RM 137 SERVICE 1/27/12 NNMC-14 1 REPAIR
B28NNG PLUM - Toilet Flushing Slowly URGENT 2/21/12 NNMC-14 2 PLUMBING
B29K8J REPLACE LOCK & PROVIDE KEYS, CMD SUITE DOOR 

BLDG 14 PWD DEPT
SERVICE 3/1/12 NNMC-14 1 LOCKS

B29VD4 ELEC-Replace burned out fluorescent lightbulbs SERVICE 3/14/12 NNMC-14 1 ELECTRICAL
B2BDXZ LOCKS - Replace Core and Provide Keys. SERVICE 4/5/12 NNMC-14 1
B2BPSX Lock- 132 Facilties Management SERVICE 4/25/12 NNMC-14 4 LOCKS
B2CF6N GENM-REPAIR SLIDING GLASS WINDOW SERVICE 5/22/12 NNMC-14 3 REPAIR
B2CKDX Lock- Housekeeping SERVICE 5/30/12 NNMC-14 1 LOCKS
B2CN6S HVAC-B-14 ROOM # BASEMENT (SOUTH END)-REPLACE 

AHU FILTER. LOCKS - B-14 ROOM # BASEMENT EAST 
DOOR CENTER HANDICAPP - REPAIR/REPLACE BROKEN 
CYPHER LOCK.

SERVICE 6/6/12 NNMC-14 2 HVAC

B2CX9R PEST-B-14 ROOM # 183 ANTS INFESTATION. SERVICE 6/19/12 NNMC-14 PEST CONTROL
B2CX2K PLUM-Bldg. 14, Basement Hallway. Remove two drain 

valves and install pipe plugs on the chilled water lines. URGENT 6/19/12 NNMC-14 3 REPAIR

B2D3YB PLUM-MEN'S RESTROOM CLOGGED SINK URGENT 6/22/12 NNMC-14 3 PLUMBING
B2F85V HVAC-B-14 ROOM # 174 MECHANICAL ROOM - 

EXHAUST FAN NOT WORKING.
URGENT 6/28/12 NNMC-14 3 HVAC

B2FTXF B-14 ROOM # 141 MEN BATHROOM - REPAIR FAUCET 
LEAK. B-14T KITCHEN REPLACE KITCHEN FAUCETS SERVICE 7/9/12 NNMC-14 2 PLUMBING

B2FZ5P PLUM-Bldg. 14, Men's Restroom. Cold water handle is 
not working.

URGENT 7/16/12 NNMC-14 3 PLUMBING

B2GMXF HANDYMEN-Hang pictures SERVICE 7/26/12 NNMC-14 1 GROUNDS
B2GNCL PEST-B-14 ROOM # 183 - ANTS INFESTATION. SERVICE 7/27/12 NNMC-14 2 PEST CONTROL
B2JPJH Outage assistance SERVICE 9/4/12 NNMC-14 2 ELECTRICAL
B2K2MC HANDYMAN-Install 5 white boards in offices SERVICE 9/24/12 NNMC-14 2 REPAIR
B2KTT6 EMERGENCY GENERATOR ALARM B-202 URGENT 10/17/12 NNMC-14 1
B2LLZ2 LIGHT BULBS REPLACE B-14 RM-183 SERVICE 10/25/12 NNMC-14 1
B2M454 AIR HANDLER MAKING LOUD NOISE B-14 BASEMENT

SERVICE 11/13/12 NNMC-14 1 HVAC

B2M5B7 install 22 locking thermostat covers, BLDG 8, Wounded 
Warrior Clinic

SERVICE 11/15/12 NNMC-14 3

B2M59X Air leak at the compressor on the north wall, Bldg 14, 
Mechanical Rm

URGENT 11/15/12 NNMC-14 3 HVAC

B2MR83 Lock- Facilities SERVICE 11/20/12 NNMC-14 4 LOCKS
B2N93V AIR HANDLER UNIT #1 ISSUES B-14 ROOF URGENT 12/6/12 NNMC-14 1 HVAC
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B2N7MW Urninal, B-14, Lower level mens bathroom
URGENT 12/3/12 NNMC-14 3 PLUMBING

B2N8C7 Air Handler Failing, B-14, Roof SERVICE 12/5/12 NNMC-14 2 HVAC
B2NHPT COLD CALL, BLDG 14 Trailer URGENT 12/11/12 NNMC-14 3 HVAC
B263JS Replace belts on roof top fans for bathroom exhausts. 

 One at North end, one at South end.
SERVICE 1/3/12 NNMC-14 1 REPAIR

B2648J Repair fluorescent lights in bldg 14T - the trailers next to 
bldg 14.

SERVICE 1/4/12 NNMC-14 1 REPAIR

B278HS PLUM - Install New Water Filter System SERVICE 1/9/12 NNMC-14 1 PLUMBING
B27WY5 Steam - Replace relive valve URGENT 2/2/12 NNMC-14 2 REPAIR
B282RZ GENM - STALL DOOR - BLDG 14, RM 137 URGENT 2/8/12 NNMC-14 2 REPAIR
B27ZC7 GENM  - Install Thermostat Covers SERVICE 2/8/12 NNMC-14 1 REPAIR
B27YT8 LOCK- 039 ASSET MANAGEMENT SERVICE 2/7/12 NNMC-14 1 STRUCTURAL
B28PDS GENM-REPAIR DOOR LOCK SERVICE 2/22/12 NNMC-14 1 REPAIR
B29RDH ELEC - LIGHT SENSORS - BLDG 14 SERVICE 3/12/12 NNMC-14 1 ELECTRICAL
B2B7PM lock- SERVICE 3/28/12 NNMC-14 1 STRUCTURAL
B2BYZZ PLUM - CEILING LEAK - BLDG 14, ROOM 138 SERVICE 5/8/12 NNMC-14 1 PLUMBING
B2CKPS Lock- Housekeeping SERVICE 5/30/12 NNMC-14 4 LOCKS
B2CKXH PTNG-PATCH AND PAINT WALL SERVICE 5/31/12 NNMC-14 4 FCA_PAINT
B2CPCK PLUM-Bldg. 14, Rm. 144. No water in bathroom. URGENT 6/8/12 NNMC-14 1 PLUMBING
B2CLZS GENM - CLEAN UP - Bldg. 14, Pad 202 SERVICE 6/4/12 NNMC-14 2 LABOR
B2CYDM HVAC-Bldg. 14T, Conference Room. Conference room is 

too hot.
SERVICE 6/21/12 NNMC-14 2 HVAC

B2CYT7 Lock- Facilities Management Department SERVICE 6/21/12 NNMC-14 4 LOCKS
B2GKVR HANDYMEN-DELIVER BOX AND DISCARD OF CHAIRS

SERVICE 7/23/12 NNMC-14 1 LABOR

B2GXTW PLUM-BACKED UP TOILET. URGENT 4/19/12 NNMC-14 1 PLUMBING
B2JCMS PLUM - WATER ON FLOOR - BLDG 14, RM 141 URGENT 8/23/12 NNMC-14 3 PLUMBING
B2JX7Z NEW KEY FOR NEW PERSONNEL, CMD SUITE DOOR 

BLDG 14 PWD DEPT
SERVICE 9/14/12 NNMC-14 2 LOCKS

B2K5JP HANDYMAN-REMOVAL OF DEBRIS FROM CUBICLE BLDG 
14T

SERVICE 10/2/12 NNMC-14 1

B2KM2S CLOGGED TOILET BLDG 14 RM 137 URGENT 10/15/12 NNMC-14 1
B2B4R8 Remove cypher locks SERVICE 3/22/12 NNMC-141 2 LOCKS
B28F84 HVAC - NO HEAT - BLDG 141, ALL 2ND FLOOR URGENT 2/13/12 NNMC-141 2 HVAC
B2646S HVAC- NO HEAT URGENT 1/4/12 NNMC-141 2 HVAC
B27BX8 PLUM - UNCLOG TOILET - BLDG 141, RM 224 URGENT 1/18/12 NNMC-141 2 PLUMBING
B27FH6 HVAC - NO HEAT - BLDG 141, RM 218 URGENT 1/19/12 NNMC-141 2 HVAC
B29B4K ELEC-CUSTOMER BELL REPAIR URGENT 2/29/12 NNMC-142 2 ELECTRICAL
B2NLWT LIGHTS, B-147 & 239 outside the building SERVICE 12/17/12 NNMC-147 2 ELECTRICAL
B2C674 HVAC - CHECK ALL VENT FILTERS - BLDG 147/239 SERVICE 5/11/12 NNMC-147 1 HVAC
B2FMZ5 PEST-Bldg.147, Rm. 101. Bug infestation in room. SERVICE 7/3/12 NNMC-147 1 PEST CONTROL
B2GLNP HVAC - CLEAN AC CONDENSOR OUTSIDE BLDG 147 SERVICE 7/24/12 NNMC-147 2 HVAC
B2K3Z5 HOT NETWORK CLOSET SERVICE 9/21/12 NNMC-147 2 HVAC
B2LC6B PAINT, B-147, LADIES AND MENS ROOM SERVICE 10/22/12 NNMC-147 2 FCA_PAINT
B2LV47 Cold Call, B-147 & 239 SERVICE 11/1/12 NNMC-147 2 HVAC
B2B6J7 HVAC - Too Cold URGENT 3/26/12 NNMC-147 4 HVAC
B2BDNS GENM-POUR CONCRETE FOR SMALL RAMP SERVICE 4/5/12 NNMC-147 1 REPAIR
B2BNBZ HVAC-ADJUST TEMPERATURE URGENT 4/23/12 NNMC-147 2 HVAC
B2BTZH HVAC-TURN A/C FOR BLDGS 147 AND 239 URGENT 5/1/12 NNMC-147 2 HVAC



J-1502000-05 Historical Service Orders FY12
CNIC

62 of 322

Work 
Order

Description Sub Work Type Location Priority Failure Class
Reported 

Date

B2BXYS PLUM-B-147 AND 239 INVESTIGATE BAD ODOR 
THRUGHOUT THE BUILDING. POSSIBLE STUCK SEWAGE 
OR DEAD RATS

URGENT 5/7/12 NNMC-147 2 PLUMBING

B2LKJN Hot Call, B-147 & 249, SERVICE 10/24/12 NNMC-147 2 HVAC
B2MVK7 TOILET CLOGGED B-147 RM-ONLY MALE RESTROOM

URGENT 11/28/12 NNMC-147 1 PLUMBING

B2MSHB Cold Call, B-147 & B-239 Both building URGENT 11/26/12 NNMC-147 3 HVAC
B2N57C WATER FOUNTAIN OUT OF ORDER B-147 REAR OF BLDG 

NEXT TO FEMALE RESTROOM
SERVICE 11/30/12 NNMC-147 1 PLUMBING

B2N9CY Handyman-147, adjacent to RM-104 SERVICE 12/6/12 NNMC-147 2 LABOR
B2BB56 PEST-INVESTIGATE DEAD RATS URGENT 4/2/12 NNMC-147 2 PEST CONTROL
B2BJ9L GENM-PATCH HOLE/PIPE URGENT 4/11/12 NNMC-147 2 REPAIR
B2BJ2T PEST-RATS INFESTATION URGENT 4/11/12 NNMC-147 2 PEST CONTROL
B2BL4H HVAC-ADJUST TEMPERATURE URGENT 4/17/12 NNMC-147 2 HVAC
B2CMB2 HAAC - TOO COLD IN BLDG 147/239 URGENT 6/5/12 NNMC-147 3 HVAC
B2FM83 PLUM - WATER FOUNTAIN CLOGGED - BLDG 147 SERVICE 6/20/12 NNMC-147 1 PLUMBING
B2FW8F HVAC-Bldg. 147, Rm. 115. Hot network closet. SERVICE 7/11/12 NNMC-147 2 HVAC
B2JY5S HVAC - HOT NETWORK CLOSET SERVICE 9/13/12 NNMC-147 2 HVAC
B2MT4Y COLD CALL B-148 SERVICE 11/27/12 NNMC-148 1 HVAC
B27HHV GENM - ASBESTOS INSPECTION SERVICE 1/23/12 NNMC-148 1 HAZWASTE
B27HGN MOLD - FROM STEAM LEAK

URGENT 1/23/12 NNMC-148 2
ENVIRONMENTA

L
B2CX2V PTNG/HVAC - PATCH & PAINT/INSULATE STEAM PIPES

SERVICE 6/19/12 NNMC-148 2 FCA_PAINT

B2NNMZ DOOR NOT OPENING B-148 WAREHOUSE SERVICE 12/18/12 NNMC-148 1 REPAIR
B2CVW9 HVAC-B-148 ROOM # WHOLE WAREHOUSE - AS NOT 

WORKING
URGENT 6/15/12 NNMC-148 3 HVAC

B2B4TL HVAC - AIR FILTERS - BLDG 149, CEILING UNITS SERVICE 3/22/12 NNMC-149 1 HVAC
B2B4NX PLUM SPRINKLER MAIN LEAK - BLDG 149 URGENT 3/22/12 NNMC-149 2 PLUMBING
B2GXV7 PLUM-STEAM LEAK URGENT 8/2/12 NNMC-15 3 PLUMBING
B2K3XY Handymen- Unbolt equipment, remove cabinets, and 

ductwork
SERVICE 9/26/12 NNMC-15 1 LABOR

B2BKP7 HVAC-TURN OFF STEAM URGENT 4/16/12 NNMC-152 2 HVAC
B2JKCT GENM-B-152 OPEN WAREHOUSE - INVESTIGATE 

HAMMERING SOUND
SERVICE 8/29/12 NNMC-152 2 REPAIR

B2JZFZ STEAM LEAK - BLDG 152, NEX WAREHOUSE URGENT 9/20/12 NNMC-152 3 HVAC
B2KJ5C COLD CALL BLDG 152 NEX BLDG URGENT 10/11/12 NNMC-152 1
B2D436 ELEC - CHECK POWER TO OUTLET - BLDG 152, 

WAREHOUSE
SERVICE 6/22/12 NNMC-152 2 ELECTRICAL

B2JPZF PLUM-B-152 - ROOM # NAVY EXCHANGE - WAREHOUSE 
VENDING - PIPE LEAK

URGENT 9/5/12 NNMC-152 PLUMBING

B29P6K PEST - MICE URGENT 3/9/12 NNMC-153 2 PEST CONTROL
B29P6S HVAC - DUST BUNNIES JUMPING FROM VENT - BLDG 

153, RM 150
URGENT 3/9/12 NNMC-153 2 HVAC

B27XVH HVAC - TOO COLD - BLDG 153, WHOLE BLDG URGENT 2/6/12 NNMC-153 2 HVAC
B2FB9H HVAC - NO AC - BLDG 153, ENTIRE BLDG URGENT 6/29/12 NNMC-153 3 HVAC
B2BKX2 HVAC - GETTING WARM - BLDG 153, ENTIRE BLDG SERVICE 4/16/12 NNMC-153 2 HVAC
B2BL5Y HVAC - GETTING WARM - BLDG 153, ENTIRE BLDG URGENT 4/17/12 NNMC-153 2 HVAC
B2C79B HVAC-B-153 WHOLE BUILDING - REPAIR AC NOT 

WORKING
SERVICE 5/15/12 NNMC-153 3 HVAC

B2HRPS HVAC-B-153 ROOM # 136 - COLD TEMPERATURE URGENT 8/21/12 NNMC-153 3 HVAC
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B2JTSX TOO COLD - ADJUST TEMP - BLDG 153, MWR, ENTIRE 
BLDG

SERVICE 9/10/12 NNMC-153 2 HVAC

B2JTSD Light out SERVICE 9/10/12 NNMC-153 2 ELECTRICAL
B2KXZN NO LIGHTS- CIRCUIT BREAKER KEEPS TRIPPING URGENT 10/15/12 NNMC-153 3
B27YT2 BKLG - Replace light Bulbs SERVICE 2/7/12 NNMC-177 2 ELECTRICAL
B2NJH8 Relamp, B-11 Tunnel URGENT 12/11/12 NNMC-177 3 ELECTRICAL
B2LY3B COLD CALL B-20 FIRE STATION URGENT 11/6/12 NNMC-20 1 HVAC
B2MSFY COLD CALL B-20 FIREHOUSE URGENT 11/26/12 NNMC-20 1 HVAC
B2B86G ELEC - FIREHOUSE GARAGE DOORS - BLDG 20 URGENT 3/29/12 NNMC-20 2 STRUCTURAL
B2CLNS PLUM - ICE MACHINE - NOT PRODUCING ICE - BLDG 20, 

ENGINE BAY
URGENT 6/1/12 NNMC-20 3 APPLIANCE

B2H4W5 GENM-B-20 FIREHOUSE 1ST FLOOR (MENS BATHROOM) - 
PAINT WALL.

SERVICE 8/6/12 NNMC-20 2 REPAIR

B2JVP7 PLUM - REPLACE SINK - BLDG 20, EXISTING FIREHOUSE
SERVICE 9/11/12 NNMC-20 2 PLUMBING

B2JWX2 PLUM- Clogged sink in bathroom URGENT 9/13/12 NNMC-20 3 PLUMBING
B2JXNP Steam Line B-20, URGENT 9/17/12 NNMC-20 3 PLUMBING
B2M2JN Steam Leak, B-20 URGENT 11/7/12 NNMC-20 3 HVAC
B2BF77 HVAC-EXHAUST SYSTEM LEAK URGENT 4/6/12 NNMC-20 2 HVAC
B2CRPK PEST-Bldg. 20, Bunk Room in the Firehouse. Bug 

infestation.
SERVICE 6/11/12 NNMC-20 2 PEST CONTROL

B2CT66 GENM-Bldg. 20, Firehouse, Bunker Room. Door 
sweepers need to be installed on the front and back 
doors of the room to keep bugs out.

SERVICE 6/13/12 NNMC-20 2 REPAIR

B2CXJZ HVAC - STEAM PIPE LEAK - BLDG 20, ENGINE BAY URGENT 6/19/12 NNMC-20 3 HVAC
B2FYXF PLUM - CLOGGED DRAIN - BLDG 20, 1ST BATHROOM

SERVICE 7/16/12 NNMC-20 2 PLUMBING

B2K4B4 HVAC - BLDG 20, REPAIR LEAK IN EXHAUST/VENT 
SYSTEM

URGENT 9/26/12 NNMC-20 1 HVAC

B2MT6V NO HOT WATER, B-20, FIREHOUSE URGENT 11/27/12 NNMC-20 3 PLUMBING
B2N58C ELCON - STUCK ELEVATOR - BASEMENT - BLDG 20 - FIRE 

HOUSE
URGENT 11/30/12 NNMC-20 3 CONVEYING

B2NHMD Steam Leak, B-20, Fire department
URGENT 12/11/12 NNMC-20 3 HVAC

B2CRGL GENM- B-20 ROOM # 1ST FLOOR FIRE HOUSE 
DEPARTMENT (KITCHEN.

SERVICE 6/8/12 NNMC-20 2 REPAIR

B2G4ZW PEST-Bldg. 20, Backside of building. Bee infestation. Ask 
POC for details.

SERVICE 7/18/12 NNMC-20 2 PEST CONTROL

B2GXX3 GENM - REPLACE FUEL CAP - EXTERIOR BLDG 20, 
FIREHOUSE GENERATOR

SERVICE 8/3/12 NNMC-20 2 GENERATOR

B2JV7G STEAM LINE BUSTED @ FIREHOUSE SERVICE 9/8/12 NNMC-20 2 HVAC
B2CF8X ELEC - CHECK GENERATOR - BLDG 202, ELECTRIC PAD 

202
URGENT 5/22/12 NNMC-202 3 ELECTRICAL

B2B4VM HVAC - AIR FILTERS - BLDG 203, CEILING UNITS SERVICE 3/22/12 NNMC-203 1 HVAC
B2JRBR REPAIR EXHAUST FAN SERVING MER B-22 SERVICE 9/5/12 NNMC-22 2 ELECTRICAL
B2BVWN GENM - ATTIC REPAIR - OVERHEAD REPAIR - Bldg. 225

SERVICE 5/3/12 NNMC-225 1 STRUCTURAL

B2G5DY HANDYMEN-HANG POLES SERVICE 7/18/12 NNMC-226 4 REPAIR
B2GT6H HVAC-Repair the A/C system in Bldg 226 URGENT 7/30/12 NNMC-226 3 HVAC
B2NRMN DOOIR OFF HINGE - STORAGE DOOR - HEAVY DOOIR - 

REENGINEER HOLES - BLDG 239, RM 132
SERVICE 12/21/12 NNMC-239 2 STRUCTURAL

B27XYM HVAC - TOO COLD - BLDG 239, WHOLE BLDG URGENT 2/6/12 NNMC-239 2 HVAC
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B2LXWX Locks- Troop Command North, USAE SERVICE 11/6/12 NNMC-239 4 LOCKS
B2M2MR Filter, B-239, RM-132 & B-147 HAS ONE ROOM SERVICE 11/8/12 NNMC-239 2 LABOR
B2B6JF HVAC - Too Cold URGENT 3/26/12 NNMC-239 4 HVAC
B2BVW6 ELEC - RELOCATE OUTLET - BLDG 239, RM 131 SERVICE 5/3/12 NNMC-239 1 ELECTRICAL
B2LX33 COLD CALL, B-239, RM-124, 125, 126 SERVICE 11/5/12 NNMC-239 2 HVAC
B2M4SM OPEN DAMPENERS - BLDG 239 - RMS 118, 119, 124, 

125, 126
SERVICE 11/14/12 NNMC-239 2 HVAC

B2M4CH NOISE COMING FROM UTILITY ROOM B-239 RM-132
SERVICE 11/13/12 NNMC-239 1

B2MNT8 Handyman, B-239, RMs-127 & 129 SERVICE 11/16/12 NNMC-239 2 LABOR
B2N7L4 PATCH & PAINT - BLDG 239, RM 119 SERVICE 12/3/12 NNMC-239 2 FCA_PAINT
B27ZJ9 GENM - CEILING TILE - BLDG 239, RM 126, 129, 130 SERVICE 2/8/12 NNMC-239 1 LABOR
B2B7VH GENM-PATCH AND PAINT DRYWALL SERVICE 3/28/12 NNMC-239 1 REPAIR
B2BB5Y GENM-PATCH AND PAINT WALL SERVICE 4/2/12 NNMC-239 1 FCA_PAINT
B2BXKM HVAC-AC NOT WORKING B-239 OPEN SPACE URGENT 5/4/12 NNMC-239 2 HVAC
B2NTKG REAR DOOR ENTRY NOT LOCKING B-24 FISHER HOUSE

URGENT 12/28/12 NNMC-24 1 STRUCTURAL

B2NRPD Thermastat, B-24, Fisher House SERVICE 12/21/12 NNMC-24 2 HVAC
B27HVW LOCK- 012 FISHER HOUSE URGENT 1/24/12 NNMC-24 3 STRUCTURAL
B27HP4 ELEC - LIGHT OUT SERVICE 1/24/12 NNMC-24 1 ELECTRICAL
B29KDM GENM-REPAIR/REPLACE DOOR SERVICE 3/5/12 NNMC-24 1 REPAIR
B2BJM7 ELEC - FIRE DOOR - BLDG 24, LIVING ROOM URGENT 4/12/12 NNMC-24 2 REPAIR
B2CDGF HVAC-NO A/C IN COMMON AREAS URGENT 5/22/12 NNMC-24 3 HVAC
B2CWC5 HVAC - COMMON AREA AC NOT WORKING - BLDG 24, 

FISHER HOUSE 24
URGENT 6/15/12 NNMC-24 3 HVAC

B2BKPY ELEC-Exit light to 2nd floor failed test, doesn't switch to 
backup.

SERVICE 4/16/12 NNMC-24 1 ELECTRICAL

B2C9RJ ELEC - BATHROOM LIGHT OUT - BLDG 24, RM 1, FISHER 
HOUSE 1

SERVICE 5/17/12 NNMC-24 2 ELECTRICAL

B2CP3K ELEC - HALLWAY LIGHT OUT - BLDG 24, 2NFLOOR 
HALLWAY

SERVICE 6/7/12 NNMC-24 2 ELECTRICAL

B2FBB9 HVAC-Bldg. 24, Fisher House. Common areas are too 
hot.

SERVICE 6/29/12 NNMC-24 2 HVAC

B2K32V HOT CALL- FISHER HOUSE, B-24 URGENT 9/25/12 NNMC-24 3 HVAC
B2KBRN Door, B-24, Fisher house front door SERVICE 10/5/12 NNMC-24 2 ELECTRICAL
B2N535 Door,B-24, Lobby Bathroom SERVICE 11/29/12 NNMC-24 2 REPAIR
B2N7XH Toilet, B-24, Fisher house, RM-1 Bathroom URGENT 12/4/12 NNMC-24 3 PLUMBING
B278BG ELEC - LIGHT OUT - BLDG 24, RM 1 SERVICE 1/12/12 NNMC-24 1 ELECTRICAL
B278HD ELEC -  Lights Out SERVICE 1/12/12 NNMC-24 1 ELECTRICAL
B28LHV CARP - PATCH AND PAINT - BLDG 24, RM 007 SERVICE 2/16/12 NNMC-24 1 FCA_PAINT
B28NM6 ELEC - LIGHTS OUT - BLDG 24, 3 ROOMS URGENT 2/21/12 NNMC-24 2 ELECTRICAL
B29DK6 CARP - PATCH AND PAINT - BLDG 24, RM 007 URGENT 3/2/12 NNMC-24 2 FCA_PAINT
B2B7WM PEST-INVESTIGATE ANTS INFESTATION

URGENT 3/28/12 NNMC-24 2 PEST CONTROL

B2B7WP PEST-INVESTIGATE ANTS INFESTATION URGENT 3/28/12 NNMC-24 2 PEST CONTROL
B2D9WJ GENM-Bldgs. 24 and 25, Fisher House. Kitchens in both 

buildings have doors that will not lock. Please address. SERVICE 6/27/12 NNMC-24 2 REPAIR

B2BXR4 HVAC - AC NOT WORKING - BLDG 240, VAULT URGENT 5/4/12 NNMC-240 2 HVAC
B2C5D5 HVAC - REPAIR AC SYSTEM - BLDG 243, HOSPITAL 

VAULT.
URGENT 5/9/12 NNMC-243 2 HVAC

B29Z4X ELEC - RESTORE LIGHTS SERVICE 3/17/12 NNMC-243 1 ELECTRICAL



J-1502000-05 Historical Service Orders FY12
CNIC

65 of 322

Work 
Order

Description Sub Work Type Location Priority Failure Class
Reported 

Date

B2B4NC ELEC-REMOVE OLD PNEUMATIC SYSTEM SERVICE 3/22/12 NNMC-243 1 ELECTRICAL
B2B4TZ HVAC - REPAIR AC SYSTEM URGENT 3/22/12 NNMC-243 HVAC
B2B4TR HVAC - REPAIR AC SYSTEM URGENT 3/22/12 NNMC-243 HVAC
B29CMB PLUM - CEILING LEAK - BLDG 25, RM 1 URGENT 3/1/12 NNMC-25 2 PLUMBING
B2C5RX GENM-B-25 ROMM # OUTSIDE THE BUILDING. CLEAN 

GUTTERS (STORM DRAINIAGE)
SERVICE 5/10/12 NNMC-25 1 REPAIR

B2B6KL PLUM  - Active Leak Under Sink URGENT 3/26/12 NNMC-25 4 PLUMBING
B2KBRJ Handicap Door / Outlet, B-25 SERVICE 10/5/12 NNMC-25 2 ELECTRICAL
B2LXKT Door, B-25 Fire door need to be rest SERVICE 11/5/12 NNMC-25 2 REPAIR
B263SZ ELEC - OUTDOOR LIGHT OUT SERVICE 1/4/12 NNMC-25 1 ELECTRICAL
B29RFJ ELEC - EXTERIOR LIGHTS OUT - BLDG 25, FISHER HOUSE 

2
URGENT 3/12/12 NNMC-25 2 ELECTRICAL

B2B52K PEST-INVESTIGATE ANTS INFESTATION URGENT 3/23/12 NNMC-25 2 PEST CONTROL
B2BBDK GENM - HEADBOARD - BLDG 25, FISHER HOUSE 2, RM 4

URGENT 4/2/12 NNMC-25 2 REPAIR

B2GKZ8 B-25 FISHER HOUSE # 2 ROOM # 1 GROUND FLOOR - 
CEILING LEAK.

URGENT 7/23/12 NNMC-25 3 PLUMBING

B263FV PLUM - WATER LEAK SERVICE 1/3/12 NNMC-252 1 PLUMBING
B27926 LOCK - Cipher Lock URGENT 1/13/12 NNMC-252 2 LOCKS
B2BVSK ELEC- REPAIR OVERHEAD GARAGE DOOR URGENT 5/2/12 NNMC-256 2 ELECTRICAL
B2BYVC HVAC- B-256 ROOM # WHOLE BUILDING. WHOLE 

BUILDING IS WARM NEED TO TURN ON AC.
URGENT 5/8/12 NNMC-256 2 HVAC

B2N895 FOOD DISPOSER LEAKING WATER ALL OVER FLOOR - 
BLDG 26, KITCHEN

URGENT 12/4/12 NNMC-26 3 APPLIANCE

B2LPNX FRONT DOOR WILL NOT OPEN B-26 CHILD CARE CENTER
URGENT 10/26/12 NNMC-26 1 LOCKS

B2NKVH SINK SPRAYER NOT WORKING, SINK CLOGGED B-26 RM-
115

URGENT 12/14/12 NNMC-26 1 PLUMBING

B2MSFL WALKIN FREEZER TEMP TOO HIGH B-26 RM-142 URGENT 11/26/12 NNMC-26 1 HVAC
B2N7VV Hot Call, B-26, Kithchen RM-142 URGENT 12/4/12 NNMC-26 3 HVAC
B2N95Y Cold Call, B-26, RMs-137, 100 URGENT 12/6/12 NNMC-26 3 HVAC
B2NKVF VENT NOT WORKING NO AIR, THERMOSTAT NOT 

WORKING B-26 RM 115
URGENT 12/14/12 NNMC-26 1 HVAC

B26GKL HVAC - TOO COLD IN CDC - BLDG 26, RM 137 URGENT 1/9/12 NNMC-26 2 HVAC
B27FVH PLUM - Toilet Clogged URGENT 1/19/12 NNMC-26 2 PLUMBING
B27JZ2 ELEC - DOOR ALARMS - BLDG 26, RMS 113, 134 URGENT 1/25/12 NNMC-26 2 ELECTRICAL
B27WRS INSTALL FLOOR SWEEP, BLDG 26 SERVICE 2/2/12 NNMC-26 1
B28KKC LOCK - DOOR KNOB STICKING - BLDG 26, RM 135 URGENT 2/14/12 NNMC-26 2 REPAIR
B28R2N GENM - Toilet seats  Loose URGENT 2/22/12 NNMC-26 2 REPAIR
B29328 GENM-GARBAGE DISPOSAL LEAK SERVICE 2/27/12 NNMC-26 1 REPAIR
B293GH GENM/CARP - BLDG 26, RM 140 URGENT 2/27/12 NNMC-26 2 REPAIR
B299YG GENM - STICKY DOOR HANDLE - BLDG 26, RM 118 URGENT 2/29/12 NNMC-26 2 LOCKS
B299ST HVAC TOO COLD - BLDG 26, RM 141 URGENT 2/29/12 NNMC-26 2 HVAC
B29B25 PLUM - CLOGGED DRAIN - BLDG 26, RM 112 URGENT 2/29/12 NNMC-26 2 PLUMBING
B29RK9 ELEC/BKCT - BLDG 26 URGENT 3/12/12 NNMC-26 2 ELECTRICAL
B29RJY GENM - REGLUE CARPET TO FLOOR - BLDG 26, RM 132

URGENT 3/12/12 NNMC-26 2 LABOR

B29ZT2 PLUM - NO HOT WATER - BLDG 26, RMS 117, 118 URGENT 3/20/12 NNMC-26 2 PLUMBING
B2B6CB GENM - Playground Gate in Alarm/Malfunction URGENT 3/26/12 NNMC-26 2 ELECTRICAL
B2B2GX SYSTEM-REPAIR DOOR ALARM SERVICE 3/21/12 NNMC-26 1
B2B8W2 PEST- INVESTIGATE ANTS IN GUEST BATHROOM. URGENT 3/30/12 NNMC-26 2 PEST CONTROL
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B2BDFY GENM - CRACKED COLUMNS - BLDG 26, INFANT/PRE 
TODDLER PLAYGROUND

URGENT 4/4/12 NNMC-26 2 STRUCTURAL

B2BHSS ELEC-Repair or Replace Exit Light SERVICE 4/10/12 NNMC-26 1 ELECTRICAL
B2BHRL GEMN-RE-GLUE CARPET BORDER SERVICE 4/10/12 NNMC-26 1 REPAIR
B2BNLF PLUM - NO HOT WATER - BLDG 26, RMS 117, 118 URGENT 4/23/12 NNMC-26 2 PLUMBING
B2C6XF HVAC/CARP - BROKEN COLD WATER KNOB - BLDG 26, 

RM 132
URGENT 5/14/12 NNMC-26 2 REPAIR

B2C5MY GENM-B-26 ROOM # PLAYGROUND REPAIR HOLE IN THE 
COLUMN. B-26 ROOM # 113,137,106 REPAIR DOOR 
HANDLE.

SERVICE 5/10/12 NNMC-26 1 REPAIR

B2C7ZK GENM-B-26 ROOM # 125 - REPAIR LOOSE TOILET SEAT.
SERVICE 5/16/12 NNMC-26 REPAIR

B2C73Z PLUM-B-26 ROOM # 139 LOW WATER PRESSURE AND 
REPAIR ADHESIVE COUNTER

SERVICE 5/14/12 NNMC-26 2 PLUMBING

B2CF5K PLUM-SINK LEAKING URGENT 5/22/12 NNMC-26 3 PLUMBING
B2CFY2 PLUM - CHANGE WATER FILTERS - BLDG 26, All water 

fountains/bubblers in rooms and hallways
SERVICE 5/24/12 NNMC-26 2 PLUMBING

B2CGCB PLUM - FAUCET LEAK - STEADY DRIP - CDC - BLDG 26, 
RM 120

URGENT 5/24/12 NNMC-26 3 PLUMBING

B2CHBS PLUM - COLD WATER FAUCET / CLOGGED SINK - CDC
URGENT 5/25/12 NNMC-26 3 PLUMBING

B2CLP2 CHANGE ICE MACHINE FILTER - BLDG 26, RM 142 SERVICE 5/31/12 NNMC-26 2 APPLIANCE
B2CRH5 LOCK- DOORKNOB HARD TO WORK - BLDG 26, RM 113, 

137
SERVICE 6/8/12 NNMC-26 2 LOCKS

B2CSC8 PLUM-B-26 ROOM M# 132 NO COLD WATER URGENT 6/12/12 NNMC-26 3 PLUMBING
B2D3YG SFHP - LOOSE TOILET SEAT - CDC, BLDG 26, RM 140 SERVICE 6/22/12 NNMC-26 2 LABOR
B2FRS2 PEST - B-26 ROOM # PLAYGROUND INSIDE THE SHED - 

WASP INFESTATION.
SERVICE 7/6/12 NNMC-26 2 PEST CONTROL

B2FNGN GENM-B-26 ROOM # 113 - REPAIR DOOR. SERVICE 7/5/12 NNMC-26 2 REPAIR
B2FTPM GENM-26 ROOM # 121 REPAIR DOOR HANDLE,122 

REPAIR DOOR WALL BORDER OF BATHROOM.
SERVICE 7/9/12 NNMC-26 2 REPAIR

B2FNK7 GENM - BASEBOARD COMING LOOSE - REPAIR OR 
REPLACE - BLDG 26, RM 122

SERVICE 7/5/12 NNMC-26 2 REPAIR

B2FNMM ELEC - LIGHTS OUT - BLDG 26, BOTH HALLWAYS & 
LOBBY

SERVICE 7/5/12 NNMC-26 2 ELECTRICAL

B2H5K2 PLUM-B-26 ROOM # 135 - REPAIR SINK LEAK. SERVICE 8/7/12 NNMC-26 PLUMBING
B2H6WK PEST-B-26 ROOM # 115 - CRICKETS IN THE ROOM SERVICE 8/9/12 NNMC-26 2 PEST CONTROL
B2H5WD PLUM-B-26 ROOM # 131- REPAIR CLOGGED SINK URGENT 8/7/12 NNMC-26 PLUMBING
B2H626 PLUM-B-26 ROOM # 125 - TOILET NOT FLUSHING SERVICE 8/8/12 NNMC-26 2 PLUMBING
B2H52Z PLUM-B-26 ROOM # 131 - CLOGGED SINK URGENT 8/6/12 NNMC-26 3 PLUMBING
B2JJN8 ELEC-Inspect lights in BLDG 226 SERVICE 8/28/12 NNMC-26 2 ELECTRICAL
B2JW8T PLUM - NO COLD WATER / NO WATER FROM WATER 

FOUNTAIN - BLDG 26, RM 132
URGENT 9/12/12 NNMC-26 3 PLUMBING

B2JW6V PAINT - COLUMNS - BLDG 26, OUTSIDE / RM 131 URGENT 9/12/12 NNMC-26 3 FCA_PAINT
B2JZJG PLUM - FAUCET WON'T TURN OFF - BLDG 26, RM 134

URGENT 9/20/12 NNMC-26 3 PLUMBING

B2K4ZP LOCK TO FRONT ENTRANCE DOOR IS NOT WORKING 
PROPERLY

SERVICE 9/27/12 NNMC-26 2 LOCKS

B2KJJT HVAC - TURN ON HEAT, NNMC-26, SERVICE 10/9/12 NNMC-26 2 HVAC
B2KSB8 ELEC - BUZZER TO REAR DOOR NOT WORKING - BLDG 

26, RMS 133, 139
SERVICE 10/17/12 NNMC-26 2 REPAIR
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B27KCZ PLUM - LOW WATER PRESSURE - BLDG 26, RMS 137, 138
URGENT 1/26/12 NNMC-26 2 PLUMBING

B27PRZ PLUM - WATER TOO HOT - BLDG 26, RM 109 URGENT 1/31/12 NNMC-26 2 PLUMBING
B29VSL LOCK - SWITCH CYLINDER - BLDG 26 URGENT 3/15/12 NNMC-26 2 LOCKS
B29XGN GENM-REPAIR/REPLACE DOOR KNOB URGENT 3/16/12 NNMC-26 1
B29XGT GENM-REPAIR/REPLACE DOOR KNOB URGENT 3/16/12 NNMC-26 2 REPAIR
B29XSD ELEC-REMOVE STUCK ELECTRICAL PLUG URGENT 3/16/12 NNMC-26 2 ELECTRICAL
B2B6DD PLUM - Repair Leak Under Sink URGENT 3/26/12 NNMC-26 2 PLUMBING
B2B6R5 GENM-REPAIR WINDOW/FAKE GRASS SERVICE 3/26/12 NNMC-26 1 REPAIR
B2BD2D GENM-REPAIR DOOR URGENT 4/4/12 NNMC-26 2 REPAIR
B2BHKW PLUM - BAD SMELL - BLDG 26, RM 142 URGENT 4/10/12 NNMC-26 2 PLUMBING
B2BNBP HVAC- ADJUST TEMPERATURE URGENT 4/23/12 NNMC-26 2 HVAC
B2BN49 PLUM - NO HOT WATER - BLDG 26, RMS 117, 118 URGENT 4/20/12 NNMC-26 2 PLUMBING
B2BRBW HVAC-WALK IN FREEZER TO WARM URGENT 4/26/12 NNMC-26 2 HVAC
B2C6NS GENM-B-26 ROOM # WHOLE BULDING CLEAN ROOF 

GUTTERS.
SERVICE 5/14/12 NNMC-26 REPAIR

B2BTVN PLUM-ADJUST TEMPERATURE/REPAIR FAUCET LEAK B-
26 ROOM # 115

URGENT 5/1/12 NNMC-26 PLUMBING

B2C7HG GENM-B-26 ROOM # ALL OVER THE BUILDING. - INSTALL 
MISSING BRACKET FOR CEILING TILES.

SERVICE 5/15/12 NNMC-26 2 REPAIR

B2C7LR ELEC-B-26 ROOM # BOTH HALLWAY INSIDE OF THE 
BUILDING

SERVICE 5/15/12 NNMC-26 2 ELECTRICAL

B2C89T ELEC/PLUM - BUZZER NOT WORKING / LOW WATER 
PRESSURE - BLDG 26, RM 138

SERVICE 5/16/12 NNMC-26 3 PLUMBING

B2C9GT PLUM-B-26 ROOM # 142 - NO HOT WATER URGENT 5/17/12 NNMC-26 3 PLUMBING
B2CK8H PLUM - LEAKING SINK IN CDC, BLDG 26, RM 111 URGENT 5/29/12 NNMC-26 3 PLUMBING
B2CP2C GENM-B-26 ROOM # 1ST FLOOR LOBBY NEAR FRONT 

DESK - REPAIR/REPLACE LIGHT COVER
SERVICE 6/7/12 NNMC-26 REPAIR

B2CPB8 PLUM - CLOG / LEAK - BLDG 26 - RM 137 URGENT 6/8/12 NNMC-26 3 PLUMBING
B2CT3G PLUM-Bldg. 26, Rm. 111. Clogged sink in dining area. 

Please unclog.
URGENT 6/13/12 NNMC-26 3 PLUMBING

B2CT69 HVAC-B-26 ROOM # 142 - ADJUST FREEZER 
TEMPERATURE

SERVICE 5/29/12 NNMC-26 2 HVAC

B2CST3 PLUM-B-26 ROOM # 132 - SINK LEAK URGENT 6/12/12 NNMC-26 3 PLUMBING
B2FVG5 GENM-B-26 ROOM # 117 - REPAIR SINK BASE BOARD

SERVICE 7/10/12 NNMC-26 2 REPAIR

B2FZ4L HVAC / GENM - TOO HOT KITCHEN/ DOOR KNOB STICKS - 
KITCHEN & RM 139

URGENT 7/16/12 NNMC-26 3 LOCKS

B2GJWH B-26 ROOM # FRONT DESK, REPAIR BROKEN LOCK. SERVICE 7/20/12 NNMC-26 2 LOCKS
B2GK3Z ELEC - PANIC ALARM NOT WORKING - CDC - BLDG 26, 

ALL PLAYGROUND GATES
URGENT 7/20/12 NNMC-26 3 ELECTRICAL

B2GJR7 ELEC - PANIC ALARM NOT WORKING - CDC - BLDG 26, 
INFANT PLAYGROUND DOOR

URGENT 7/19/12 NNMC-26 3 ELECTRICAL

B2GNCM ELEC - AUTO DOORS - BLDG 26, FRONT DOOR URGENT 7/27/12 NNMC-26 3 ELECTRICAL
B2GWZX PLUM-B-26 ROOM # 132 - REPAINK SINK LEAK URGENT 8/1/12 NNMC-26 3 PLUMBING
B2JL6Y ELEC - CORD TO WATER TEMP READER IS FRAYED - BLDG 

26, RM 144
URGENT 8/30/12 NNMC-26 3 ELECTRICAL

B2JLNG GENM-DOOR BUZZER NOT WORKING SERVICE 8/31/12 NNMC-26 3 REPAIR
B2JRKX HVAC-B-26 HOT TEMPERATURE WHOLE BUILDING. URGENT 9/6/12 NNMC-26 HVAC
B2JPM7 PLUM-CEILING LEAK, LOOSE TOILET SEAT URGENT 9/4/12 NNMC-26 PLUMBING
B2KFHL COLD CALL - BLDG 26, WHOLE BLDG URGENT 10/9/12 NNMC-26 3 HVAC
B2KB5T LIGHTS- fluorescent light, B-26, RM-125 SERVICE 10/4/12 NNMC-26 2 ELECTRICAL
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B2LKBX PIPE LEAKING AT B-26 RM-142 KITCHEN URGENT 10/24/12 NNMC-26 1
B2LNG7 SMOKE ALARM/LIGHTS - BLDG 26, RM 126 URGENT 10/25/12 NNMC-26 3 ELECTRICAL
B2LKHF LIGHT BULB REPLACEMENT B-26 RM-141 SERVICE 10/24/12 NNMC-26 1
B2M4Y8 REPAIR PLAYGROUND DOOR ALARM - BLDG 26, RM 131

URGENT 11/14/12 NNMC-26 3 ELECTRICAL

B2MNNF TOILET CLOGGED B-26 RM-135 URGENT 11/16/12 NNMC-26 1 PLUMBING
B2MVGN CEILING TILES NEED REPLACE B-26

SERVICE 11/27/12 NNMC-26 1 REPAIR

B2MVK4 DOOR HANDLE STICKS & DOOR ALARM BUZZER NOT 
WORKING FOR PLAYGROUND B-26 RM-133

URGENT 11/28/12 NNMC-26 1 REPAIR

B2MSRH Toilet,B-26, RM-132 URGENT 11/26/12 NNMC-26 3 PLUMBING
B2MT8N LIGHT BULBS NEED REPLACE B-26 SERVICE 11/27/12 NNMC-26 1 REPAIR
B2N965 Pest, Mice, B-26, RMs- 111, 112, 122 SERVICE 12/6/12 NNMC-26 2 PEST CONTROL
B2N8DD Outlet / Fountain, B-26, RM-118 SERVICE 12/5/12 NNMC-26 2 ELECTRICAL
B2NR9W LIGHTS OUT IN HALLWAY - BLDG 26 - RIGHT SIDE 

HALLWAY
SERVICE 12/20/12 NNMC-26 2 ELECTRICAL

B278F2 HVAC - TOO COLD - BLDG 26, RM 141 URGENT 1/12/12 NNMC-26 2 HVAC
B27WG5 HVAC - TOO HOT - BLDG 26, WHOLE BLDG URGENT 2/1/12 NNMC-26 2 HVAC
B284BP GENM - Repair Door URGENT 2/9/12 NNMC-26 2 REPAIR
B284F7 PLUM - No Hot Water URGENT 2/9/12 NNMC-26 2 PLUMBING
B27ZDS PESTS - ANTS - BLDG 26, RM 135 URGENT 2/8/12 NNMC-26 2 PEST CONTROL
B28LYM PLUM - FAUCET / DOOR - BLDG 26, RM 111, 122 URGENT 2/17/12 NNMC-26 2 REPAIR
B28LTG GENM- REPAIR/REPLACE FLOOR TILES SERVICE 2/17/12 NNMC-26 1 REPAIR
B2985H PLUM- WATER FOUNTAIN NEEDS TO WORK URGENT 2/28/12 NNMC-26 2 PLUMBING
B29NJP ELEC - DOORS NOT ALARMING - BLDG 26, RM 138, 139

URGENT 3/8/12 NNMC-26 2 ELECTRICAL

B2B4K2 LOCK - STICKY DOOR HANDLE - BLDG 26, RM 132 URGENT 3/22/12 NNMC-26 2 LOCKS
B2B4LG PLUM - NO WATER IN CLASSROOM - BLDG 26, RM 141

URGENT 3/22/12 NNMC-26 2 PLUMBING

B2B7VX HVAC-HOT TEMPERATURE URGENT 3/28/12 NNMC-26 2 HVAC
B2B7VF ELEC - DOOR ALARM - BLDG 26, RM 122 URGENT 3/28/12 NNMC-26 2 ELECTRICAL
B2B7W2 PEST - ANTS - BLDG 26, RM 135 URGENT 3/28/12 NNMC-26 2 PEST CONTROL
B2BBHW GENM / ELEC - DOOR ALARM / COVE MOLDING URGENT 4/3/12 NNMC-26 2 ELECTRICAL
B2BJNB PLUM-WATER LEAKING UNDER SINK URGENT 4/12/12 NNMC-26 2 PLUMBING
B2BHZD HVAC-ADJUST TEMPERATURE URGENT 4/11/12 NNMC-26 1 HVAC
B2BJ9R PLUM-NO HOT WATER URGENT 4/11/12 NNMC-26 2 PLUMBING
B2BL6D GENM-REPAIR EMERGENCY DOOR SERVICE 4/17/12 NNMC-26 REPAIR
B2BNH9 ELEC-REPAIR ALARM/BAD ODOR URGENT 4/23/12 NNMC-26 ELECTRICAL
B2BNJK PLUM - NO HOT WATER - BLDG 26, RMS 117, 118 URGENT 4/23/12 NNMC-26 2 PLUMBING
B2BVBW HVAC-ADJUST REFRIGERATOR TEMPERATURE URGENT 5/2/12 NNMC-26 HVAC
B2BXK7 ELEC/PLUM/GENM - BLDG 26, RMS 113, 135, 138 URGENT 5/4/12 NNMC-26 2 PLUMBING
B2BYYS PLUM - CLOGGED SINK - BLDG 26, RM 111 URGENT 5/8/12 NNMC-26 2 PLUMBING
B2C89G PLUM-INSPECT/REPAIR GARBAGE DISPOSAL SERVICE 5/16/12 NNMC-26 1 PLUMBING
B2C6B6 HVAC - NO VENTILATION - BLDG 26, RMS 125, 126, 124

URGENT 5/11/12 NNMC-26 2 HVAC

B2CCRP PLUM-B-26 ROOM # 133 - SINK LEAK SERVICE 5/21/12 NNMC-26 2 PLUMBING
B2CN77 BKLG-Bldg. 26, Child Development Center, Lobby. 

Lightbulbs need to be replaced.
SERVICE 6/6/12 NNMC-26 2 REPAIR

B2CP6J PLUM - CLOG / LEAK - IN CDC - BLDG 26 - RMS 138, 115
URGENT 6/8/12 NNMC-26 3 PLUMBING

B2CLZ6 ELEC / BKCT - CDC - ALARM NOT BUZZING / CEILING 
LEAK

URGENT 6/4/12 NNMC-26 3 ELECTRICAL
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B2DB3G GENM-Bldg. 26, Rm. 135. Carpet is coming up, trip 
hazard for children.

SERVICE 6/27/12 NNMC-26 2 REPAIR

B2D9JF GENM-DOOR WILL NOT OPEN URGENT 5/8/12 NNMC-26 3 REPAIR
B2FGTV HVAC-B-26 ROOM # 106 - ROOM TOO HOT URGENT 7/2/12 NNMC-26 2 HVAC
B2FNMG PLUM-B-26 ROOM # 133 - REPAIR SINK LEAK SERVICE 7/5/12 NNMC-26 2 PLUMBING
B2FVZF PLUM-B-26 ROOM # 14 ROOMS SEE BELOW - CEILING 

LEAK AND CEILING TILE REPLACEMENT.
URGENT 7/11/12 NNMC-26 3 PLUMBING

B2GT65 GENM-B-26 SEE BELOW FOR ROOM NUMBERS. - REPAIR 
LOCK,SINK,BOARD,DOOR.

SERVICE 7/30/12 NNMC-26 2 REPAIR

B2GTN4 GENM-B26 ROOM # 107 - DOOR IS MALFUNCTIONING.
SERVICE 7/31/12 NNMC-26 2 REPAIR

B2GSWN GENM-B-26 1ST FLOOR FRONT DOOR LOBBY - DOOR 
MALFUNCTIONING.

SERVICE 7/30/12 NNMC-26 2 REPAIR

B2GTCZ GENM-B-26 ROOM # 137 - REPAIR BROKEN DOOR 
HANDLE

SERVICE 7/30/12 NNMC-26 2 REPAIR

B2HV3L GENM-B-26 - REPAIR PRE-SCHOOL FENCE. SERVICE 8/22/12 NNMC-26 2 REPAIR
B2HR6X ELEC-B-26 ROOM # 139 - REPAIR BROKEN BUZZER , 

REPAIR BROKEN FRONT DOOR. ROOM # 114 - BREAK 
THE LOCK.

SERVICE 8/20/12 NNMC-26 2 ELECTRICAL

B2HRJ6 PLUM-B-26 ROOM # 132 - REPAIR CLOGGED TOILET.
URGENT 8/20/12 NNMC-26 3 PLUMBING

B2JSYD B26, R121 - BROKEN CEILING TILES SERVICE 9/7/12 NNMC-26 2 LABOR
B2JTN5 CEILING LEAK - BLDG 26, RM 134 URGENT 9/8/12 NNMC-26 3 PLUMBING
B2JT3V PLUM - TOILET IS OVERFLOWING URGENT 9/6/12 NNMC-26 3 PLUMBING
B2JYX6 TRIPPING HAZARD - BLDG 26, CDC, RM 132 URGENT 9/19/12 NNMC-26 3 REPAIR
B2K27D GENM- Door buzzer, B-26, RM-136 SERVICE 9/24/12 NNMC-26 2 REPAIR
B2JYHG GENM- Door hinges- B-26, RM 128 SERVICE 9/19/12 NNMC-26 2 REPAIR
B2K2V5 COLD CALL/ ELEC- REPLACE LIGHTS, B-26, RM-125, 126,

URGENT 9/25/12 NNMC-26 3 HVAC

B2K2RX PLUM-Sink, B-26, RM 118 SERVICE 9/25/12 NNMC-26 2 PLUMBING
B2K5LS ELEC - CIPHER LOCK AND HANDICAP OPENER BROKEN - 

BLDG 26, FRONT DOOR
URGENT 10/2/12 NNMC-26 3 LOCKS

B2K5LC PEST - ANTS - BLDG 26, RMS 133, 141 SERVICE 10/2/12 NNMC-26 2 PEST CONTROL
B2KLVW Sink leaking, B-26, RM-133 URGENT 10/15/12 NNMC-26 3 PLUMBING
B2LLW4 PLUM/GENM - SEWAGE SMELL / FLOORING - BLDG 31, 

MCDONALDS
SERVICE 10/25/12 NNMC-31 2 PLUMBING

B2BVNX GENM-REPAIR BROKEN WINDOW/EMERGENCY EXIT 
LIGHT MALFUNCTION B-31 QUICKMART GASOLINE 
STATION

SERVICE 5/2/12 NNMC-31 REPAIR

B2GVFW HVAC-B-31 ROOM # MCDONALDS BUILDING - REPAIR AC 
LEAK.

SERVICE 7/31/12 NNMC-31 2 HVAC

B2JWFJ BKCT - REPLACE CEILING TILES - BLDG 31, SALES FLOOR
SERVICE 9/12/12 NNMC-31 2 LABOR

B2KJ5K IDIQ - COLD CALL BLDG 31 NEX BLDG MCDONALDS URGENT 10/11/12 NNMC-31 1
B28FFM ELEC-BREAKER PROBLEM URGENT 2/13/12 NNMC-31 2 FCA_ELEC
B28KVZ ELEC - Troubleshoot Streetlight Breakers URGENT 2/15/12 NNMC-31 2 ELECTRICAL
B2H67K PTNG - PAINT INTERIOR WALLS - BLDG 31 SERVICE 8/8/12 NNMC-31 2 FCA_PAINT
B2LT3C Ceiling leak, B-31, McDonalds URGENT 10/31/12 NNMC-31 3 PLUMBING
B2M4ZD BACK DOOR HAS GAP, NEEDS TO BE SEALED B-31 RM-

NAVY EXCHANGE
SERVICE 11/14/12 NNMC-31 1 REPAIR

B2M45T Water leak, B-31 URGENT 11/13/12 NNMC-31 3 PLUMBING
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B2CXYV GENM-B-31 ROOM # MCDONALDS BATHROOM - 
REPLACE BROKEN DOOR LOCK.

SERVICE 6/20/12 NNMC-31 3 REPAIR

B2JHCN GENM - NEEDS SEAL ON BOTTOM OF BACK DOOR - 
BLDG 31, BACK DOOR

SERVICE 8/24/12 NNMC-31 2 REPAIR

B2LBVP Lock- Housing SERVICE 10/22/12 NNMC-50 4 LOCKS
B2BMV9 BKLG-REPLACE BURNED OUT LIGHTS SERVICE 4/20/12 NNMC-50 1 ELECTRICAL
B2GX2R HANDYMEN - B-50 REAR BUILDING - PRESSURE 

WASH/CLEAN PATIO
SERVICE 8/1/12 NNMC-50 2 REPAIR

B2NH58 Safe, B-50, RM-333 SERVICE 12/10/12 NNMC-50 2 LOCKS
B2NSJK HANDICAP BUTTON FELL OFF WALL, NNMC-50, 2nd 

floor hallway,A Wing-WWP
SERVICE 1/9/12 NNMC-50 2 ELECTRICAL

B2G5F3 GENM-B-50 ROOM # PATIO AREA - PRESSURE WASH 
CLEAN PATION.

SERVICE 7/18/12 NNMC-50 1 REPAIR

B2GKM6 HVAC-AC COMPRESSOR MAKING NOISE SERVICE 7/13/12 NNMC-50 4 HVAC
B2JY75 TOILET LEAKING FROM FLUSH VALVE URGENT 9/14/12 NNMC-50 3 PLUMBING
B2K4MB LIGHT FLICKERING IN THE FOYER, REPAIR/REPLACE SERVICE 9/26/12 NNMC-50 2 ELECTRICAL
B2NK3K EXHAUST FAN B-52 RM-407 SERVICE 12/13/12 NNMC-52 1 HVAC
B2NJZ3 TOILET KEEPS RUNNING B-52 RM-220 2ND FLOOR URGENT 12/13/12 NNMC-52 1 PLUMBING
B2NS7P NO WATER PRESSURE GOING TO SHOWER B-52 RM-312 

NAVY LODGE
SERVICE 12/26/12 NNMC-52 1 PLUMBING

B2NM6K HANDLE TO BATHROOM DOOR NOT WORKING 
PROPERLY - BLDG 52, LOBBY RESTROOM

SERVICE 12/17/12 NNMC-52 2 FCA_STRU

B27HS3 ENTO - BED BUGS - BLDG 52, RM 221 URGENT 1/24/12 NNMC-52 2 PEST CONTROL
B29K4C HVAC-REPAIR/REPLACE AC URGENT 3/5/12 NNMC-52 2 HVAC
B2B2JP HVAC  EXHAUST FANS-B52, RM 306, 402 URGENT 3/21/12 NNMC-52 2 HVAC
B2B2GL HVAC - EXHAUST FANS - BLDG 52, RMS 306, 402 URGENT 3/21/12 NNMC-52 2
B2B8Z8 PLUM-NO HOT WATER URGENT 3/30/12 NNMC-52 2 PLUMBING
B2B8Z9 PLUM-NO HOT WATER URGENT 3/30/12 NNMC-52 2 PLUMBING
B2B8XM HVAC-REPAIR BROKEN EXHAUST URGENT 3/30/12 NNMC-52 2 HVAC
B2B8XN PLUM-REPAIR CLOGGED TOILET URGENT 3/30/12 NNMC-52 2
B2B8XP PLUM-REPAIR CLOGGED TOILET URGENT 3/30/12 NNMC-52 2
B2BYDJ ELEC-REPLACE LIGHT BULBS B-52 ROOM # CLOSE TO 

ROOM 200 LOBBY
SERVICE 5/7/12 NNMC-52 ELECTRICAL

B2CVWG PLUM-NO HOT WATER IN GUEST ROOM URGENT 4/15/12 NNMC-52 3 PLUMBING
B2CVWH PLUM-WATER LEAKING FROM FAN IN CEILING URGENT 4/12/12 NNMC-52 3 PLUMBING
B2CZ5P PLUM-REPAIR LEAKING PIPE URGENT 6/22/12 NNMC-52 3 PLUMBING
B2F84S PLUM-TOILET CLOGGED URGENT 4/30/12 NNMC-52 3 PLUMBING
B2GLWM GENM-B-52 ROOM # NEXT TO 109 - REPAIR BROKEN 

HANDICAPP DOOR.
SERVICE 7/25/12 NNMC-52 2 REPAIR

B2GLY2 B-52 ROOM # LOBBY AREA NAVY LODGE - REPAIR AC 
NOT WORKING

URGENT 7/25/12 NNMC-52 3 HVAC

B2LY4C CEILING AND WINDOW B-52, RMS-510, 201, G4 SERVICE 11/6/12 NNMC-52 2 PLUMBING
B27YM6 GENM - CRACKED WINDOW URGENT 2/7/12 NNMC-52 2 REPAIR
B28LFY PLUM- NO HOT WATER URGENT 2/16/12 NNMC-52 2 PLUMBING
B29VZD HVAC-MALFUNCTION BATHROOM FAN SERVICE 3/15/12 NNMC-52 1 HVAC
B2C4XF HVAC - TOO HOT IN MER - BLDG 52, TELECOMM ROOM, 

NEAR LOBBY
URGENT 5/9/12 NNMC-52 2 HVAC

B2CK4K PLUM - 2 WATER TANKS DOWN - 1 WORKING - BLDG 52, 
RM BEHIND FRONT OFFICE

URGENT 5/29/12 NNMC-52 3 PLUMBING

B2CXCK ELEC-Bldg. 52, Rm. 109. Bad breaker in back parking lot.
SERVICE 6/19/12 NNMC-52 3 ELECTRICAL
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B2F84R PLUM - CLOGGED TOILET - BLDG 52, ONLY RESTROOM
URGENT 6/28/12 NNMC-52 3 PLUMBING

B2K47P HVAC- B-52, NEAR RM 509 URGENT 9/26/12 NNMC-52 3 HVAC
B2K25G TOILET CONTINUES TO RUN AND WONT FLUSH URGENT 9/19/12 NNMC-52 3 PLUMBING
B2KTRH HOT CALL-AC NOT WORKING, B-52, RM-304 URGENT 10/17/12 NNMC-52 1 HVAC
B2LTBK Ceiling & Window, B-52, RMS- 510, 201, G4 SERVICE 10/31/12 NNMC-52 2 PLUMBING
B2LVZF CEILING AND WINDOW B-52, RMS-510, 201, G4 SERVICE 10/31/12 NNMC-52 2 PLUMBING
B2N76J Bathroom, B-52, RM-200 SERVICE 12/3/12 NNMC-52 2
B2NH3T A/C LEAKING B-52 NAVY LODGE RM-505 URGENT 12/10/12 NNMC-52 1 HVAC
B2NK49 TOILET NOT FLUSHING B-52 RM-111 SERVICE 12/13/12 NNMC-52 1 PLUMBING
B2NK4H AC LEAKING B-52 RM 402 URGENT 12/13/12 NNMC-52 1 HVAC
B2NS84 TOILET CLOGGED IN GUEST ROOM, NNMC-52, ROOM 

315
URGENT 12/25/12 NNMC-52 3 PLUMBING

B27847 ENTO - ROACHES URGENT 1/12/12 NNMC-52 2 PEST CONTROL
B27FD7 ELEC - BREAKER ON HEATER - BLDG 52, RM 205 URGENT 1/19/12 NNMC-52 2 REPAIR
B27Y42 HVAC - SERVICE BOILER - BLDG 52 SERVICE 2/6/12 NNMC-52 1 HVAC
B293CW ALARM - Fire Alarm URGENT 2/27/12 NNMC-52 2 ELECTRICAL
B29ZMK HVAC-INVESTIGATE/REPAIR A/C SERVICE 3/19/12 NNMC-52 1 HVAC
B2CFNX HVAC-B-52 ROOM # LOBBY FRONT DESK - AC NOT 

WORKING
URGENT 5/23/12 NNMC-52 3 HVAC

B2JTZN TOO HOT - BLDG 52, 2ND FLOOR HALLWAY SERVICE 9/10/12 NNMC-52 2 HVAC
B2JYM9 HVAC NOT WORKING - BLDG 52, RM 220 SERVICE 9/19/12 NNMC-52 2 HVAC
B2JY68 CLOGGED TOILET URGENT 9/13/12 NNMC-52 3 PLUMBING
B2K66J THE BREAKER NOT WORKING , B-52, 1ST FLOOR URGENT 10/2/12 NNMC-52 3 ELECTRICAL
B2LZ4P ELCON - ELEVATOR OUT B-53 BOTH ELEVATORS OUT

URGENT 11/6/12 NNMC-53 1 ELECTRICAL

B2LKJP CHECK AND CLEAN STRAWERS ON CHILLED WATE PUMP 
B-53 RM-1400-2400

SERVICE 10/24/12 NNMC-53 1

B27YKG ELCON - ELEVATOR 35 DOWN - BLDG 53, USUHS URGENT 2/7/12 NNMC-53 2 REPAIR
B29RHG ELCON - ONLY ELEV DOWN - BLDG 53 URGENT 3/12/12 NNMC-53 2 REPAIR
B27JJ2 ELEC - Lights Out SERVICE 1/25/12 NNMC-56 1 ELECTRICAL
B27XKB DOOR - NOT LATCHING - BLDG 56, SIDE DOOR OFF DECK

URGENT 2/3/12 NNMC-56 2 REPAIR

B29ZSH ELEC- RELAMP SERVICE 3/20/12 NNMC-56 1 ELECTRICAL
B29ZSS ELEC- RELAMP SERVICE 3/20/12 NNMC-56 1 ELECTRICAL
B2CBVZ GENM - CARPET TRIM COMING UP - BLDG 56, BEHIND 

LANES 11 & 12
SERVICE 5/18/12 NNMC-56 2 REPAIR

B2CS5W GENM-B-56 ROOM # BOWLING ALLEY - REPAIR 
HANDICAPP RAMP.

SERVICE 6/11/12 NNMC-56 2 REPAIR

B2JWHB ELEC - OUTDOOR LIGHT IS OUT - ABOVE DOORWAY 
LEADING TO PARKING LOT - BLDG 56

SERVICE 9/12/12 NNMC-56 2 ELECTRICAL

B2K6BS HOT CALL BLDG 56 BOWLING ALLEY URGENT 10/3/12 NNMC-56 1
B292WX GEMN - Repair carpet Strip SERVICE 2/27/12 NNMC-56 2 REPAIR
B29KCS ELEC- REPAIR/REPLACE SWITCH SERVICE 3/5/12 NNMC-56 1 ELECTRICAL
B29XFB HVAC - TOO COOL - BLDG 56, FRONT OF BLDG URGENT 3/16/12 NNMC-56 1 HVAC
B2BL7R HVAC - TOO HOT - BLDG 56, PARTY ROOM URGENT 4/17/12 NNMC-56 2 HVAC
B2CK7Y HVAC - TOO HOT IN BLDG 56, ENTIRE BLDG URGENT 5/29/12 NNMC-56 3 HVAC
B2CP39 PLUM - CHANGE 2 WATER FILTERS - BLDG 56, SNACK 

BAR
SERVICE 6/7/12 NNMC-56 2 PLUMBING

B2FZ7K PLUM - URINAL OVERFLOWS AFTER FLUSHED - BLDG 56 
MENS ROOM

URGENT 7/16/12 NNMC-56 3 PLUMBING

B2JZPL ELEC - NON WORKING OUTLETS - BLDG 56 SERVICE 9/21/12 NNMC-56 2 ELECTRICAL
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B2KJRD TEMPERATURE TOO LOW, NNMC-56 SERVICE 10/9/12 NNMC-56 2 HVAC
B2NSRH WATER LEAK IN BOWLING CENTER @ LANE 4, B-

56,Bowling Ally
URGENT 12/26/12 NNMC-56 3 PLUMBING

B2B4DX PTNG - TOUCH UP PAINT - - BLDG 56 SERVICE 3/22/12 NNMC-56 1 FCA_PAINT
B2BZ3G GENM - CARPET TRIM COMING UP - BLDG 56, BEHIND 

LANES 11 & 12
SERVICE 5/8/12 NNMC-56 1 REPAIR

B2C9R5 ELEC-B-56 ROOM # 1ST FLOOR,GAME ROOM INFRONT 
OF FRONT DESK . - REPLACE BURNED OUIT LIGHTS SERVICE 5/17/12 NNMC-56 2 ELECTRICAL

B2CG6N ELEC - LIGHT FLICKERING - BLDG 56, MENS ROOM SERVICE 5/24/12 NNMC-56 2 ELECTRICAL
B2CVG8 ELEC-B-56 ROOM # 1ST FLOOR,GAME ROOM INFRONT 

OF FRONT DESK . - REPLACE BURNED OUIT LIGHTS SERVICE 6/14/12 NNMC-56 2 UTILITY OUTAGE

B2CY5V HVAC - TOO HOT - BLDG 56, WHOLE BLDG URGENT 6/20/12 NNMC-56 3 HVAC
B2D3W7 HVAC - EXHAUST VENT NOT SUCKING - BLDG 56, SNACK 

BAR
URGENT 6/22/12 NNMC-56 3 HVAC

B2FGV6 GENM-B-56 ROOM # 1ST FLOOR BOWLING ALLEY - 
REPAIR WOODEN HALLWAY.

SERVICE 7/2/12 NNMC-56 2 REPAIR

B2JTS6 REPAIR HANDICAP RAMP - BLDG 56, OUTSIDE RAMP
SERVICE 9/10/12 NNMC-56 2 REPAIR

B2K2S9 ELEC- RELAMP FLUORESCENT LIGHTS, B-56, SERVICE 9/25/12 NNMC-56 2 ELECTRICAL
B2K32W COLD CALL - IN UPPER 50'S - NEEDS TO BE IN MID TO 

UPPER 60'S
URGENT 9/25/12 NNMC-56 3 HVAC

B2KH6N DRAIN BACKING UP IN THE BOWLING CENTER SERVICE 9/29/12 NNMC-56 2 HVAC
B2KLPF ELECTRICAL PANEL DOOR WILL NOT SECURE PROPERLY 

BLDG 56 BOWLING ALLEY
SERVICE 10/15/12 NNMC-56 1

B2BKYJ ELEC - INSTALL A 4 X 4 INCH POLE - BLDG 58 @ PUMPS
SERVICE 4/17/12 NNMC-58 1 ELECTRICAL

B2CRFS Government fuel station. Repair Fuel Pump. URGENT 6/8/12 NNMC-58 3 REPAIR
B2NKSP RESET BREAKER B-60 RM-LAUNDRY ROOM EAST SIDE

SERVICE 12/14/12 NNMC-60 1 ELECTRICAL

B2LV92 STANDING WATER ON BALCONY PATIO OF BLDG 60
SERVICE 11/1/12 NNMC-60 2 PLUMBING

B2LV94 STANDING WATER ON BALCONY PATIO OF BLDG 61
SERVICE 11/1/12 NNMC-60 2 PLUMBING

B2M56M Toilet, B-60, RM-217 URGENT 11/15/12 NNMC-60 3 PLUMBING
B2M4F2 LIGHT BULBS REPLACE B-60 LOUNGE SERVICE 11/13/12 NNMC-60 1 ELECTRICAL
B2NTPL NO LIGHTS B-60 STAIRWELLS EAST WING BOTH 

STAIRWELLS
SERVICE 12/31/12 NNMC-60 1 ELECTRICAL

B2LXG8 NO HEAT B-60 RM-405 URGENT 11/5/12 NNMC-60 1 HVAC
B29B9F PLUM- CLEAN DRAINS SERVICE 2/29/12 NNMC-60 1 STRUCTURAL
B29CXD LOCK - ATTACH HASP - BLDG 60, RM E4 URGENT 3/1/12 NNMC-60 2 LABOR
B29KDR GENM - COVE BASE - BLDG 60 - 1ST THRU 3RD FLOORS

SERVICE 3/5/12 NNMC-60 1 LABOR

B29CMR BKLG-REPAIR/REPLACE LIGHTS SERVICE 3/1/12 NNMC-60 1 ELECTRICAL
B29K5D ELEC - LIGHT OUT - BLDG 60, 3RD FLR HALLWAY, EAST 

WING
SERVICE 3/5/12 NNMC-60 1 ELECTRICAL

B29XHF HVAC - TOO HOT - BLDG 60, RM 221 URGENT 3/16/12 NNMC-60 2 HVAC
B2B556 HVAC- AC MALFUNCTION URGENT 3/23/12 NNMC-60 2 HVAC
B2B83J Seal Around Pipes At Wall Penetrations SERVICE 3/29/12 NNMC-60 1 PLUMBING
B2BFDV GENM - DOOR OFF KILTER IN JAMB - BLDG 60, 1ST 

FLOOR EAST
SERVICE 4/6/12 NNMC-60 1 REPAIR
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B2BJR7 PLUM- REPAIR SHOWER ROOM OVERFLOW URGENT 4/12/12 NNMC-60 2 PLUMBING
B2BSRF PLUM-TOILET RUNNING CONTINOUSLY URGENT 4/27/12 NNMC-60 2 PLUMBING
B2BT9G PLUM-REPAIR TOILET/NO WATER FLUSH URGENT 4/30/12 NNMC-60 2 PLUMBING
B2CD3B HVAC-B-60 ROOM # 320E - NO AIR FROM VENT/ B-60 

ROOM # 100 - REPAIR EMERGENCY LIGHT NOT 
WORKING.

URGENT 5/21/12 NNMC-60 3 HVAC

B2CD5X GENM-B-60 ROOM # PASSAGEWAY EXIT DOOR INFRONT 
OF ROOM # 123 - REPAIR BROKEN DOOR LATCH. SERVICE 5/21/12 NNMC-60 2 REPAIR

B2F98S HVAC - AC NOT WORKING - BLDG 60, RM 320E URGENT 6/29/12 NNMC-60 3 HVAC
B2FTVF B-60 ROOM # 211 EAST - TOILET WATER KEEPS 

RUNNING.
URGENT 7/9/12 NNMC-60 3 PLUMBING

B2GVKY ELEC - INSTALL AUTO DOOR OPENER - BLDG 60, MAIN 
LOBBY

SERVICE 8/1/12 NNMC-60 2 ELECTRICAL

B2GVL5 ELEC - INSTALL AUTO DOOR OPENER - BLDG 61, MAIN 
LOBBY

SERVICE 8/1/12 NNMC-60 2 ELECTRICAL

B2GXKX LOCKS - BROKEN LOCKS - BLDG 60, FITNESS CENTER, 
2ND FLOOR

SERVICE 8/2/12 NNMC-60 2 LOCKS

B2GX6T LOCK-B-60 ROOM # 202EAST AND 202WEST - REPALCE 
BROKEN DOOR LOCK

SERVICE 8/1/12 NNMC-60 2 LOCKS

B2H5HF PAINT & CARPET - BLDG 60 - BEHIND FRONT DESK SERVICE 8/7/12 NNMC-60 2 FCA_PAINT
B2HTW7 CARP - LAMINATE MELAMINE SURFACE PEELING UP - 

REPAIR
SERVICE 8/21/12 NNMC-60 2 REPAIR

B2JZK7 GENM - REPLACE WINDOW SCREEN - BLDG 60, RM 310E
SERVICE 9/20/12 NNMC-60 2 LABOR

B2K6X5 Light replace, B-60, RM-101 SERVICE 10/3/12 NNMC-60 2 ELECTRICAL
B2KPTM EXHAUST FAN TRIPPING BREAKER - BLDG 60, RM C116

SERVICE 10/16/12 NNMC-60 2 HVAC

B2L9CT PLUM - CLOGGED KITCHEN SINK - BLDG 60, KITCHEN, 
1ST FLOOR

SERVICE 10/22/12 NNMC-60 2 PLUMBING

B2LDJL Ice Machine, B-60, Main Lobby URGENT 10/23/12 NNMC-60 2
B2LZPH Replace and paint drywall in janitor's room B-60 RM-

C114
SERVICE 11/7/12 NNMC-60 1 REPAIR

B2M2PW Cold Call / Outlet, B-60, RMs- 416E, 206E, 220E, 318E, 
415E

SERVICE 11/8/12 NNMC-60 2 HVAC

B29B88 HVAC - BLOWING HOT AIR - BLDG 60, RM 410E URGENT 2/29/12 NNMC-60 2 HVAC
B29V6B GENM - DOOR BARRIERS - BLDG 60, EAST WING 

BASEMENT
SERVICE 3/14/12 NNMC-60 1 MISC

B29TZK GENM - Replace Carpet Rooms C113 & C114 SERVICE 3/13/12 NNMC-60 1 REPAIR
B2B2TX HVAC-A/C UNIT NOT WORKING URGENT 3/21/12 NNMC-60 2 HVAC
B2BMN4 HVAC - TOO COLD - BLDG 60, RM 406E URGENT 4/19/12 NNMC-60 2 HVAC
B2CK5Z HVAC - NO AC - BLOWING HOT AIR - BLDG 60, RMS 

220E, 401E
URGENT 5/29/12 NNMC-60 3 HVAC

B2CNK9 PLUM - WATER BACKUP - SLIP HAZARD - BLDG 60, RM 
420E

URGENT 6/6/12 NNMC-60 3 PLUMBING

B2CWPN PESTS - FLYING ANTS IN KITCHEN - BLDG 60, RM 101
SERVICE 6/18/12 NNMC-60 2 PEST CONTROL

B2CWJT ELEC - OUTLET NOT WORKING - BLDG 60, RM 318E URGENT 6/18/12 NNMC-60 3 ELECTRICAL
B2D44B PLUM-SUMP PUMP NOT WORKING URGENT 6/22/12 NNMC-60 3 PLUMBING
B2FZ6F ELEC - LIGHT OUT - BLDG 60, RM 323E SERVICE 7/16/12 NNMC-60 2 ELECTRICAL
B2GN64 ELEC-B-60 WHOLE BUILDING - CLEAN OR REPLACE LIGHT 

COVER
SERVICE 7/27/12 NNMC-60 2 ELECTRICAL
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B2GN9F LOCKS-B-60 ROOM # 404 EAST - INSTALL LOCK. SERVICE 7/27/12 NNMC-60 2 LOCKS
B2H64M GENM - ATTACH HASP TO LOCKER - BLDG 60, 311E SERVICE 8/8/12 NNMC-60 2 LABOR
B2JCJV PLUM - TOILET WON'T FLUSH- KEEPS RUNNING - BLDG 

60, RM 214E
URGENT 8/23/12 NNMC-60 3 PLUMBING

B2JR56 A/C LEAKING URGENT 9/4/12 NNMC-60 3 HVAC
B2JSNN HVAC-B-60 ROOM # 218EAST - AC LEAK SERVICE 9/6/12 NNMC-60 2 HVAC
B2JRBC PAINT AND PATCH- LAUNDRY ROOM, LINEN RM, OFFICE 

AND BEHIND DESK. SEE POC FOR EXACT LOCALE SERVICE 8/21/12 NNMC-60 2 FCA_PAINT

B2MPYS Cold Call, B-60, RM-401East & Laundry room URGENT 11/20/12 NNMC-60 3 HVAC
B2MP8T TOILET SEAT COMING OFF B-60 RM-WOMENS LOBBY 

BATHROOM
SERVICE 11/19/12 NNMC-60 1 PLUMBING

B2N52K SHOWER DRAIN CLOGGED RM-211E & PIPE LEAKING 
DOWNSTAIRS HALLWAY EAST SIDE B-60

URGENT 11/29/12 NNMC-60 1 PLUMBING

B2N8VG Leaking heating Hot Water Pump B-60 MAIN MECH 
ROOM

URGENT 12/5/12 NNMC-60 1 PLUMBING

B2NSBL CLOGGED TOILET B-60 RM-103 & 113 -WWP URGENT 12/26/12 NNMC-60 1
B2782V HVAC - Investigate Repair AC Unit SERVICE 1/12/12 NNMC-60 1 HVAC
B27G29 HVAC- TOO COLD URGENT 1/20/12 NNMC-60 2 HVAC
B293FW PEST-RODENTS INFESTATION URGENT 2/27/12 NNMC-60 1 PEST CONTROL
B2BBJK PLUM - CLOGGED TOILET - BLDG 60, RM 415E URGENT 4/3/12 NNMC-60 2 PLUMBING
B2BBLN PLUM-REPAIR TOILET NOT FLUSHING URGENT 4/3/12 NNMC-60 2 PLUMBING
B2CYH3 PLUM - SHARED TOILET NOT FLUSHING - CLOGGED - 

BLDG 60, RM 401E
URGENT 6/21/12 NNMC-60 3 PLUMBING

B2G52J LOCK - INSTALL LOCK (SUPPLIED) - BLDG 60, RM 403E
SERVICE 7/18/12 NNMC-60 2 LOCKS

B2GSXT GENM-B-60 ROOM # 303 - PATCH AND PAINT WALL
SERVICE 7/30/12 NNMC-60 REPAIR

B2HTWR HANDYMEN-Power Wash behind the BEQ at Building 
60/61 and Mount recycle signs

SERVICE 8/21/12 NNMC-60 1 LABOR

B2JHCW GENM - DOOR SWINGS OPEN - WON'T CLOSE 
COMPLETELY - BLDG 60, SEE PERSON AT FRONT DESK SERVICE 8/24/12 NNMC-60 2 REPAIR

B2JVD8 WATER LEAK IN THE EAST WING STAIRWELL SERVICE 9/8/12 NNMC-60 2 PLUMBING
B2KFF7 PEST-BLDG 60 RM 103E SERVICE 10/9/12 NNMC-60 1
B2K5PK PIPE LEAKING IN STAIRWELL, B-60, STAIRWELL 3 WEST

URGENT 10/2/12 NNMC-60 3 PLUMBING

B2KXRN Repair leaking hot and cold water supply valves  B-60 
LAUNDRY ROOM

SERVICE 10/18/12 NNMC-60 1

B2NS98 A SCREW HAS CAME OUT OF THE DISH WASHER AND IT 
NEEDS TO BE PUT BACK IN B-62 RM-B303E -WWP SERVICE 12/26/12 NNMC-61 1 APPLIANCE

B2NS9B SHOWERHEAD IN BATHROOM A & B ARE BROKE B-62 
RM-314W -WWP

SERVICE 12/18/12 NNMC-61 1 PLUMBING

B2LR2K Lights out, B-61, Hallway between rm 210 & 212 SERVICE 10/26/12 NNMC-61 2 ELECTRICAL
B2N7KT Lights, B-61, RMs- Lobby, near 224 west, west side 

enternce by elevator
SERVICE 12/3/12 NNMC-61 2 ELECTRICAL

B2NS9G THERE ARE 7 LIGHTS OUT IN WOUNDED WARRIOR CAFE 
B-62 WOUNDED WARRIOR CAFE -WWP

SERVICE 12/18/12 NNMC-61 1 ELECTRICAL

B2N89H HOT CALL - BLDG 61, RM 421W SERVICE 12/4/12 NNMC-61 2 HVAC
B2NR2K HOT WATER IS TAKING TOO LONG TO GET HOT B-61 RM-

131E -WWP
SERVICE 12/20/12 NNMC-61 1 PLUMBING
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B27XY7 PLUM - TOILET LEAK - BLDG 61, RM 210E URGENT 2/6/12 NNMC-61 2 PLUMBING
B28SK4 GENM - Repair doors SERVICE 2/24/12 NNMC-61 1 REPAIR
B298HT GENM - Repair Damage To Drywall SERVICE 2/28/12 NNMC-61 1 REPAIR
B298KT GENM - Replace damaged ceiling tiles SERVICE 2/28/12 NNMC-61 1 REPAIR
B29ZRR PLUM-TOILET CONTINOUSLY RUNNING SERVICE 3/20/12 NNMC-61 1 PLUMBING
B2B268 LOCK-REPAIR LOCKER CLASP SERVICE 3/20/12 NNMC-61 1 LOCKS
B2B83M Seal Around Pipes At Wall Penetrations SERVICE 3/29/12 NNMC-61 1 PLUMBING
B2B84H PLUM - Replace Water Supply Valves SERVICE 3/29/12 NNMC-61 1
B2B877 GENM-REPAIR DAMAGED WINDOW SERVICE 3/29/12 NNMC-61 1 REPAIR
B2BVM5 GENM-REPAIR HOLE IN WALL SERVICE 5/2/12 NNMC-61 1 REPAIR
B2C76H PLUM - TOILET WON'T FLUSH - LOBBY, BLDG 61, URGENT 5/15/12 NNMC-61 2 PLUMBING
B2C7VR PLUM-B-61 ROOM # 210E - REPAIR TOILET LEAK SERVICE 5/16/12 NNMC-61 PLUMBING
B2CSKN GENM - NEEDS HASP ON DOOR - BLDG 61, RM 418W

SERVICE 6/12/12 NNMC-61 2 STRUCTURAL

B2D3Z3 LOCK - CLOSET DOOR WON'T STAY LOCKED - SERVICE 6/22/12 NNMC-61 4 LOCKS
B2H4XG GENM-B-61 ROOM # 223 WEST - REPAIR SEVERAL 

DAMEGES IN THE ROOM
SERVICE 8/6/12 NNMC-61 2 REPAIR

B2H537 GENM-B-61 ROOM # 429 WEST - REPAIR WINDOW LEAK
SERVICE 8/6/12 NNMC-61 2 REPAIR

B2JK9V GENM - REPLACE LOCK HASP - BLDG 61, RM 404E URGENT 8/29/12 NNMC-61 3 LABOR
B2JWKJ EAST AND WEST SIDE STAIRWELL HALLWAY PASSAGE 

NEEDS TO BE REPAINTED
SERVICE 9/10/12 NNMC-61 2 FCA_PAINT

B2JWFM OFFICE DOOR BEHIND FRONT DESK NEEDS TO BE 
PAINTED

SERVICE 9/10/12 NNMC-61 2 FCA_PAINT

B2JWFT BASEMENT AND 1ST FL STAIRWELL HAS HOLE IN WALL 
AND NEEDS TO BE PATCHED AND PAINTED

SERVICE 9/10/12 NNMC-61 2 FCA_PAINT

B2JXCX NEEDS 16 PICTURES PUT UP IN THE EAST AND WEST 
SIDE BY THE ELEVATORS

SERVICE 8/28/12 NNMC-61 2 REPAIR

B2KTPX Adjust hot water mixing valve B-61 SERVICE 10/16/12 NNMC-61 1
B2LBWM Lights out, B-61, RM-325 East SERVICE 10/22/12 NNMC-61 2 ELECTRICAL
B2LVCL Broken Wall Bracket, B-61, RM-404 West SERVICE 11/2/12 NNMC-61 2 REPAIR
B2M28J Lights, B-61, RM-307 West SERVICE 11/7/12 NNMC-61 2 ELECTRICAL
B2LZTP HOT CALL - BLDG 61, RM 323E SERVICE 11/7/12 NNMC-61 2 HVAC
B27NZM PEST - EXterminate Rodent SERVICE 1/30/12 NNMC-61 1 PEST CONTROL
B27PYC PTNG - PATCH AND PAINT - BLDG 61, STAIRWELL 5W

SERVICE 1/31/12 NNMC-61 1 FCA_PAINT

B27PYN ELEC - LIGHT OUT - BLDG 61, 2ND FLOOE EAST HALLWAY
SERVICE 1/31/12 NNMC-61 1 ELECTRICAL

B282TH PLUM - - SHOWER LEAK - BLDG 61, RM 301W URGENT 2/8/12 NNMC-61 2 STRUCTURAL
B293BJ LOCK - DOOR WON'T LOCK - BLDG 61, RM 314 SERVICE 2/27/12 NNMC-61 2 LOCKS
B29MYV PLUM-REPAIR/REPLACE FAUCET HANDLE SERVICE 3/7/12 NNMC-61 4 REPAIR
B2BMM3 GENM-REPAIR DOOR HANDLE SERVICE 4/20/12 NNMC-61 1 REPAIR
B2C672 ELEC-Move electrical Receptacle SERVICE 5/11/12 NNMC-61 1 ELECTRICAL
B2CKBR GENM - DAMAGE TO SHOWER WALL - BLDG 61M RM 

220E
URGENT 5/30/12 NNMC-61 3 REPAIR

B2CKRM GENM - DOOR NOT SHUTTING PROPERLY SERVICE 5/30/12 NNMC-61 3 STRUCTURAL
B2FVJD PLUM-TOILET LEAKING URGENT 5/21/12 NNMC-61 1 PLUMBING
B2JPTJ TOO HOT IN GUEST ROOM URGENT 9/1/12 NNMC-61 3 HVAC
B2JZXR PTNG - PATCH & PAINT - BLDG 61, RM 205E, EAST & 

WEST WING STAIRWELLS
SERVICE 9/21/12 NNMC-61 2 FCA_PAINT

B2K2LD NEED ROOMS PAINTED. SERVICE 9/6/12 NNMC-61 2 FCA_PAINT
B2K325 SHOWER HEAD SPRAYING ALL OVER SERVICE 9/24/12 NNMC-61 2 PLUMBING
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B2KK2H ELEC - LIGHTS OUT - SAFETY ISSUE IN SOME CASES - 
BLDG 61, SEVERAL LOCATIONS

URGENT 10/12/12 NNMC-61 3 ELECTRICAL

B2KK3Z SHOWER NEEDS RECAULKING BLDG 61 403WEST SERVICE 10/12/12 NNMC-61 1
B2KTSX HOT CALL - BROKEN THERMOSTAT - BLOWS HOT AIR - 

BLDG 61, RM 421W
URGENT 10/17/12 NNMC-61 3 HVAC

B2LR43 DOOR WON'T SHUT. SERVICE 10/26/12 NNMC-61 2 LABOR
B2LKJH Ice Machine, B-61, Lobby URGENT 10/24/12 NNMC-61 3 PLUMBING
B2LLXV HANDYMAN-CURTAIN RODS NEED INSTALL B-61 RM-

112W
SERVICE 10/25/12 NNMC-61 1 LABOR

B2LR6J Paint, B-61, Location 310 West Hallway SERVICE 10/26/12 NNMC-61 2 FCA_PAINT
B2LWS9 Cold Call, B-61, RM-420 East URGENT 11/5/12 NNMC-61 3 HVAC
B2M4ZB REPAIR BROKEN LOCK ON BATHROOM DOOR - BLDG 61, 

RM 421W
SERVICE 11/14/12 NNMC-61 2 LOCKS

B2M58L Paint / Lights, B-61, Lobby SERVICE 11/15/12 NNMC-61 2 FCA_PAINT
B2M4LG BROKEN MOUNTS FOR LOCKER AND CRACKED TOILET 

COVER B-61 RM-231E
SERVICE 11/13/12 NNMC-61 1 REPAIR

B2MR6N Shower, B-61, RM-414 West URGENT 11/20/12 NNMC-61 3 PLUMBING
B2MP5G Pest, Mice, B-61, Hallway west wing SERVICE 11/19/12 NNMC-61 2 PEST CONTROL
B2MR45 DOOR NOT CLOSING PROPERLY, HANDICAP BUTTON 

NOT WORKING. B-61 FRONT LOBBY DOOR URGENT 11/20/12 NNMC-61 1 REPAIR

B2MRP7 SCREEN DOOR BROKEN B-61 RM-1ST FLOOR LOUNGE
URGENT 11/21/12 NNMC-61 1 REPAIR

B2MT5D Patch & Paint, B-61, RM-108 East SERVICE 11/27/12 NNMC-61 2 FCA_PAINT
B2MSTP TOILET IS NOT FLUSHING B-61 RM-304E URGENT 11/26/12 NNMC-61 1 PLUMBING
B2N7XF Vents, B-61, Lobby SERVICE 12/4/12 NNMC-61 2 HVAC
B2N8VC High Pressure Steam Leak B-61 URGENT 12/5/12 NNMC-61 1 PLUMBING
B2NGS4 Broken Wall Bracket, B-61, RM-325 East SERVICE 12/7/12 NNMC-61 2 REPAIR
B2NJHK Handyman- Wall Locker needs a new bracket SERVICE 12/12/12 NNMC-61 2 LABOR
B2NJJL Sink, B-61, RM-210 East URGENT 12/12/12 NNMC-61 3 PLUMBING
B2NJKW Patch & Paint, B-61, RM-205 East SERVICE 12/12/12 NNMC-61 2 FCA_PAINT
B2NPRK Patch & Paint, B-61, Hallways near RMs-301, 331, 401 

431 on 3rd & 4th floor.
SERVICE 12/19/12 NNMC-61 2 FCA_PAINT

B2NPSD Pest, Mice, B-61, Hallway west wing SERVICE 12/19/12 NNMC-61 2 PEST CONTROL
B2NS9C NEEDS PATCH AND PAINT- ROOM B B-62 RM-103W -

WWP
SERVICE 12/18/12 NNMC-61 1 FCA_PAINT

B2NS95 KNOCKING NOISE COMING FROM ROOM B-61 RM-
131W -WWP

SERVICE 12/18/12 NNMC-61 1 REPAIR

B2NS9F NEED 1ST AID BOX MOUNTED ON WALL ASAP B-62 RM-
3078 -WWP

SERVICE 12/26/12 NNMC-61 1 REPAIR

B2NS97 PLEASE REMOVE MIRROR FROM WALL IN ROOM B B-62 
RM-103W -WWP

SERVICE 12/18/12 NNMC-61 1 FCA_STRU

B26JHN PLUM - CLOGGED TOILET - BLDG 61, RM 307E URGENT 1/11/12 NNMC-61 2 REPAIR
B278SV PLUM - CEILING LEAK - BLDG 61, RM 415E URGENT 1/13/12 NNMC-61 2 PLUMBING
B278SY LOCK - BATHROOM WON'T LOCK - BLDG 61, RM 417W

SERVICE 1/13/12 NNMC-61 1 LOCKS

B27Y7B PEST - MOUSE - BLDG 61, RM 318E URGENT 2/6/12 NNMC-61 2 PEST CONTROL
B27YK2 ELEC - LIGHTS OUT - BLDG 61, MENS LOBBY RESTROOM

URGENT 2/7/12 NNMC-61 2 ELECTRICAL

B27YRM PLUM - Toilet Leaking URGENT 2/7/12 NNMC-61 2 PLUMBING
B293G5 PEST-RODENTS INFESTATION URGENT 2/27/12 NNMC-61 2 PEST CONTROL
B298DL GENM - Install Door Sweeps URGENT 2/28/12 NNMC-61 2 REPAIR
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B2B4VW PLUM - CLOGGED TOILET - BLDG 61, RM 305E URGENT 3/22/12 NNMC-61 2 PLUMBING
B2BBL7 HVAC - TOO COLD - BLDG 61, RM 231E URGENT 4/3/12 NNMC-61 2 HVAC
B2CFKD PTNG - PATCH & PAINT HOLE IN WALL - BLDG 61, RM 

311W
SERVICE 5/23/12 NNMC-61 2 FCA_PAINT

B2CGBJ ELEC - OUTLET NOT WORKING - BLDG 61, RM 215E SERVICE 5/24/12 NNMC-61 2 ELECTRICAL
B2CG74 PTNG - PATCH AND PAINT WALL - BLDG 61, FRONT DESK

SERVICE 5/24/12 NNMC-61 2 FCA_PAINT

B2CN67 GENM- Bldg. 61, Rm. 416W and Lobby. Various 
maintenance issues. See details.

URGENT 6/6/12 NNMC-61 3 REPAIR

B2CPBN HVAC-Bldg. 61, Rm. 416W. A/C isn't working. URGENT 6/8/12 NNMC-61 3 HVAC
B2CS38 ELEC - ALL LIGHTS OUT IN STAIRWELLS - HAZARDOUS 

BLDG 61
URGENT 6/11/12 NNMC-61 3 ELECTRICAL

B2CLYZ LOCK - DOOR WON'T STAY LOCKED - URGENT 6/4/12 NNMC-61 3 LOCKS
B2CLZH PLUM - CLOGGED WATER FOUNTAIN - BLDG 61, LOBBY

URGENT 6/4/12 NNMC-61 3 PLUMBING

B2GXYT HVAC-B-61 ROOM # G001A MECHANICAL ROOM - HIGH 
PRESSURE STEAM LEAK

SERVICE 8/3/12 NNMC-61 2 HVAC

B2H7N6 PTNG - PATCH & PAINT - BLDG 61, RM 208W SERVICE 8/10/12 NNMC-61 2 FCA_PAINT
B2HV4V HANDYMEN-B-61 SEVERAL ROOMS. - BLIND AND 

CURTAIN INSTALLATION
SERVICE 8/22/12 NNMC-61 2 REPAIR

B2HV53 GENM-B-61 - ROOM # SEE BELOW - PATCH AND PAINT 
WALL

SERVICE 8/22/12 NNMC-61 2 REPAIR

B2JYXD PATIENT ROOM: DOOR JAMMED, WILL NOT LOCK SERVICE 9/15/12 NNMC-61 2 REPAIR
B2K2JK PLUM - SINK ABOUT TO FALL OFF - BLDG 61, RM 403E

SERVICE 9/24/12 NNMC-61 2 PLUMBING

B2K5BF HOLE IN WALL NEED PATCH AND PAINT BLDG 61 RM 
403E

SERVICE 10/1/12 NNMC-61 1

B2KH6S LEAK FROM CRACK NEAR WINDOW. NEEDS TO BE 
SEALED OR REPAIRED

URGENT 10/2/12 NNMC-61 3 PLUMBING

B2KXRW Repair leaking hot and cold water supply valves  B-61 
LAUNDRY ROOM

SERVICE 10/18/12 NNMC-61 1 PLUMBING

B2KZBV HOT CALL B-9A 2422 URGENT 10/19/12 NNMC-61 1
B2M85F ELEC - FLICKERING LIGHT - CHECK BALLAST - LIGHT 

CHANGED LAST WEEK
SERVICE 10/24/12 NNMC-65 2 ELECTRICAL

B2N52V Ligths,B-65, Dinning Room SERVICE 11/29/12 NNMC-65 2 ELECTRICAL
B2MR2M FISHER HOUSE 3 B-65 RM-101 TO 106 NO HEAT URGENT 11/20/12 NNMC-65 1 HVAC
B2N8KJ HEATING ISSUES IN B-65 URGENT 12/5/12 NNMC-65 1 HVAC
B2JR8B HVAC-B-65 AIR HANDLER # 1 - REPAIR AIR HANDLER, 

REPLACE THE SENSOR.
URGENT 9/5/12 NNMC-65 1 HVAC

B2KBPW Lights flickering, B-65, Fisher House #3, near RM-105
SERVICE 10/5/12 NNMC-65 2 ELECTRICAL

B2LHST ELEC - FLICKERING LIGHT - BLDG 65, RM 205 SERVICE 10/24/12 NNMC-65 2 ELECTRICAL
B2LNSZ Exterior Lighting, B-65, 66, 67 Fisher Houses SERVICE 10/25/12 NNMC-65 2 ELECTRICAL
B2N8L2 REQUEST FOR GUTTERS TO BE UNCLOGGED B-65 SERVICE 12/5/12 NNMC-65 1 REPAIR
B2N96C Pest, Spiders, B-65, RM-109 SERVICE 12/6/12 NNMC-65 2 PEST CONTROL
B2M49W COLD CALL - THE 2ND FLR HAS NO HEAT URGENT 11/7/12 NNMC-66 3 HVAC
B2NTS6 COLD TEMP B-66 RM-201 -AH SERVICE 12/27/12 NNMC-66 1 HVAC
B2M29B COLD CALL, B-66, RM-201 thru 208 URGENT 11/7/12 NNMC-66 3 HVAC
B2M33D TOILET NOT FLUSHING PROPERLY B-66 RM-104 SERVICE 11/8/12 NNMC-66 1 PLUMBING
B2MJ5W Sink, B-66, RM-205 SERVICE 11/15/12 NNMC-66 2 PLUMBING
B2MPXJ SINK CLOGGED B-66 RM-104 SERVICE 11/20/12 NNMC-66 1 PLUMBING
B2N8L5 REQUEST FOR GUTTERS TO BE UNCLOGGED B-66 SERVICE 12/5/12 NNMC-66 1 REPAIR
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B2KH5M COLD CALL, B-66, FISHER HOUSE URGENT 10/9/12 NNMC-66 3 HVAC
B2NS6D Light, B-67, Kitchen, Fisher house SERVICE 12/26/12 NNMC-67 2 ELECTRICAL
B2MRMN NO HEAT FISHER HOUSE 5 B-67 RMS-107 - 112

URGENT 11/21/12 NNMC-67 1 HVAC

B2MS3X HOT CALL RM-201 B-67 URGENT 11/23/12 NNMC-67 1 HVAC
B2K36V ELEC- LIGHT OUT, B-67, RM 204 SERVICE 9/25/12 NNMC-67 2 ELECTRICAL
B2M4W9 Outlet, B-67, Kitchen URGENT 11/14/12 NNMC-67 3 ELECTRICAL
B2N8KP HEATING ISSUES IN B-67 URGENT 12/5/12 NNMC-67 1
B2N8L6 REQUEST FOR GUTTERS TO BE UNCLOGGED B-67 SERVICE 12/5/12 NNMC-67 1 REPAIR
B26423 HVAC - Too Cold URGENT 1/4/12 NNMC-80 2 HVAC
B2B2H7 GENM-FRONT DOOR WON'T SECURE. NEEDS TO BE 

SECURED
SERVICE 3/19/12 NNMC-80 1

B2CK8K HVAC - AC WALL UNIT SET ON COOL, BLOWING OUT 
HOT - BLDG 80, OPEN ROOM

URGENT 5/29/12 NNMC-80 3 HVAC

B29873 LOCK-060 ASBBC SERVICE 2/28/12 NNMC-80 1 STRUCTURAL
B29TWH ELEC-CIRCUIT BREAKER FAILURE URGENT 3/13/12 NNMC-80 2 ELECTRICAL
B2GXHJ GENM - RELOCATE FIRE EXTINGUISHER - BLDG9, RM 

0235
URGENT 8/2/12 NNMC-900 3 FIRE EQUIPMENT

B2NTSL REMOVE FREON - BLDG 99, GAS STATION
SERVICE 12/31/12 NNMC-99 2

ENVIRONMENTA
L

B2HCKJ HVAC-REMOVE FREON FROM AIR CONDITIONERS AND 
SMALL REFRIGERATOR

SERVICE 8/13/12 NNMC-99 1 HVAC

B2KM6C REMOVE FREON FROM 1 REFRIGERATOR - B-99,OUTSIDE
SERVICE 10/16/12 NNMC-99 2

ENVIRONMENTA
L

B2M525 B-99 REMOVE FREON FROM 7 REFRIGERATOR SERVICE 11/14/12 NNMC-99 2
B2D9NN GENM-Bldg. 99, Government Fuel Station. Remove 

freon from 21 appliances.
SERVICE 6/27/12 NNMC-99 2 REPAIR

B2KHPB B-99 REMOVE FREON FROM 2 DRINKING FOUNTAINS 
AND 4 REFRIGERATOR B-99,.

SERVICE 10/10/12 NNMC-99 2 HVAC

B2CSCW BKCT-B-61 ROOM # 1ST FLOOR LOBBY (FRONT DESK) - 
REPLACE CEILING TILES

ROUTINE 6/12/12 NNMC-000 2 REPAIR

B2JWJV Electrial Outage Assistance, Building 9A ROUTINE 9/12/12 NNMC-000 1 LABOR
B2K42X BKLG - 2 LIGHTS OUT, BLDG 9A, RM 4165 ROUTINE 9/26/12 NNMC-000 2 ELECTRICAL
B2K4FX RELAMP - 6 LIGHTS OUT IN - BLDG 63, GROUND LEVEL

ROUTINE 9/27/12 NNMC-000 2 ELECTRICAL

B2DB35 BKLG-REPLACE RECESS LIGHTBULBS ROUTINE 6/27/12 NNMC-000 1 ELECTRICAL
B2HTZ2 ELEC-B-63 - MONTHLY EMERGENCY POWER SYSTEM 

TESTING
ROUTINE 8/22/12 NNMC-000 2 ELECTRICAL

B2JTV6 BKCT - VERY WET CEILING TILES - BLDG 10A, RMS 100, 
101

ROUTINE 9/10/12 NNMC-000 3 LABOR

B2CJYP BKLG-Replace light bulbs in main passageway of the 2nd 
Deck, Bldg. 11 outside room 210 and 235.

ROUTINE 5/29/12 NNMC-11 1 ELECTRICAL

B2FY7N Lock- NSAB Admin ROUTINE 7/13/12 NNMC-11 4 LOCKS
B2H6R4 Locks- Fisher House ROUTINE 8/9/12 NNMC-24 4 LOCKS
B2HRBS BKCT-B-26 ROOM # 131 - REPLACE CEILING TILES ROUTINE 8/20/12 NNMC-26 2 REPAIR
B2GXR8 BKLG-B-31 ROOM # CITGO GAS STATION - NEED NEW 

LIGHT BULBS FOR REFRIGERATOR DOORS.
ROUTINE 8/2/12 NNMC-31 2 ELECTRICAL

B2GKLT BKLG-B-60 HALLWAY CLOSE TO ROOM # 220 AND 321 - 
REPLACE BURNED OUT CEILING TLIGHTS.

ROUTINE 7/23/12 NNMC-60 2 ELECTRICAL

B2GY3D BKLG-B-60 GARAGE AREA. REPLACE BURNED OUT 
LIGHTS/REPAIR/REPLACE LIGHT COVER.

ROUTINE 8/3/12 NNMC-60 2 ELECTRICAL
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B2FTTK B-61 ROOM # GARAGE BASEMENT - REPLACE 11 
BURNED OUT LIGHTS.

ROUTINE 7/9/12 NNMC-61 2 ELECTRICAL

B2HV62 BKLG-B-61 ROOM # EAST SIDE CLOSE TO ROOM # 
305,313,314  - REPLACE BURNED OUT LIGHTS

ROUTINE 8/22/12 NNMC-61 2 ELECTRICAL
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B2LTBV
PUMP OUT ELEVATOR PIT 1 - 3 COORDNATE WORK 
WITH ELCON 301 652 6620 PLEASE COMPLETE WORK BY 
1530 TUESDAY 30 OCT 2012 B-1 -AH

EMERGENCY 10/30/12 NNMC-1 1 PLUMBING

B2NLWZ POWER OUTTAGE. B-1 ENTIRE 5TH FLOOR -AH EMERGENCY 12/15/12 NNMC-1 1 ELECTRICAL

B2NNYW POWER OUTAGE - BLDG 1, ENTIRE FLOOR & 2ND FLOOR EMERGENCY 12/19/12 NNMC-1 4 ELECTRICAL

B2N8NX
WATER IS DRAINING ON FLOOR FROM URINAL B-1 RM-
4378 -AH

EMERGENCY 11/29/12 NNMC-1 1 PLUMBING

B2NPMX TOILET OVERFLOWING B-1 MENS ROOM -AH EMERGENCY 12/18/12 NNMC-1 1 PLUMBING
B2LVGB Ceiling leak, B-1, RM-10155 EMERGENCY 11/2/12 NNMC-1 4 PLUMBING

B2LTBV
PUMP OUT ELEVATOR PIT 1 - 3 COORDNATE WORK 
WITH ELCON 301 652 6620 PLEASE COMPLETE WORK BY 
1530 TUESDAY 30 OCT 2012 B-1 -AH

EMERGENCY 10/30/12 NNMC-1 1 PLUMBING

B2NRK6 NO WATER - BLDG 1, 19TH FLOOR, ENTIRE FLOOR EMERGENCY 12/21/12 NNMC-1 2 PLUMBING
B2NK9X LEAK BY THE RADIATOR B-1 RM-3490 -AH EMERGENCY 12/11/12 NNMC-1 1 PLUMBING

B2NKWS
FLOOD IN MALE HEAD. WATER ALL OVER THE FLOOR B-1 
RM-3490 -AH

EMERGENCY 12/14/12 NNMC-1 1 PLUMBING

B2NLWW
HOT WATER COMING FROM THIN TUBES B-1 ADMIRAL 
OFFICE -AH

EMERGENCY 12/17/12 NNMC-1 1 PLUMBING

B2LR3S POWER FAILURE B-1 RM-3554 -AH EMERGENCY 10/25/12 NNMC-1 1 ELECTRICAL
B2M2JR HVAC - NO HEAT B-1 RM-12144 -AH EMERGENCY 11/6/12 NNMC-1 1 HVAC
B2LR3P HOT NETWORK CLOSET B-1 -AH EMERGENCY 10/25/12 NNMC-1 1 HVAC
B2LNFX HOT NETWORK CLOSET B-1 RM-5160 -AH EMERGENCY 10/25/12 NNMC-1 1 HVAC
B2LTFM HOT NETWORK CLOSET -AH EMERGENCY 10/29/12 NNMC-1 4 HVAC
B2LTBR HOT CALL B-1 RM-5193 -AH EMERGENCY 10/30/12 NNMC-1 1 HVAC
B2LTN2 TEMP IN BUILDING TOO HIGH B-1 RM-1620 -AH EMERGENCY 10/26/12 NNMC-1 1 HVAC
B2LTND HOT NETWORK CLOSET B-1 RM-1619 -AH EMERGENCY 10/26/12 NNMC-1 1 HVAC
B2LWY6 COLD CALL B-1 5TH FLOOR EMERGENCY 11/5/12 NNMC-1 1 HVAC
B2N8G5 TOO HOT IN SURGICAL AREA B-1 RM-2579 -AH EMERGENCY 11/27/12 NNMC-1 1 HVAC
B2NH79 HOT NETWORK CLOSET B-1 RM-3530 -AH EMERGENCY 12/9/12 NNMC-1 1 HVAC
B2NJKL HOT NETWORK CLOSET, B-1, RM-2567 EMERGENCY 12/10/12 NNMC-1 4 HVAC
B2NKB2 HOT NETWORK CLOSET B-1 RM-3530 -AH EMERGENCY 12/11/12 NNMC-1 1 HVAC
B2NMH2 NO COLD WATER IN LOCKER ROOM B-1 RM-3313 -AH EMERGENCY 12/18/12 NNMC-1 1 PLUMBING

B2NMH4
TOO HOT (SEVERAL OFFICES IN THE SAME SPACE- POC 
DID NOT HAVE ALL THE ROOM NUMBERS) B-1 RM-2440 -
AH

EMERGENCY 12/17/12 NNMC-1 1 HVAC

B2NMH6 TOO HOT (BLAZING) B-1 RM-2141 -AH EMERGENCY 12/17/12 NNMC-1 1 HVAC
B26569 HVAC- NO HEAT EMERGENCY 1/5/12 NNMC-1 4 HVAC
B26GCV HVAC - HOT NETWORK CLOSET EMERGENCY 1/5/12 NNMC-1 4 HVAC
B26G8F HVAC - HOT NETWORK CLOSET EMERGENCY 1/9/12 NNMC-1 4 HVAC
B27XW3 ELEC - POWER OUTAGE - BLDG 1, RM 2436 EMERGENCY 2/6/12 NNMC-1 4 ELECTRICAL
B27Y7R HVAC - Too Hot EMERGENCY 2/6/12 NNMC-1 4 HVAC
B27Y94 PLUM - Water leaking From Ceiling EMERGENCY 2/6/12 NNMC-1 4 PLUMBING
B28FM7 ELEC - LOSS OF POWER - BLDG 1, RM 5160 EMERGENCY 2/13/12 NNMC-1 4 ELECTRICAL
B28K6S ELEC - NO POWER - BLDG 1, RM 5193 EMERGENCY 2/14/12 NNMC-1 4 ELECTRICAL
B28K7J HVAC - NO HEAT - BLDG 1, FLRS 12-18 EMERGENCY 2/14/12 NNMC-1 4 HVAC
B28K58 HVAC- TEMPERATURE TOO HOT EMERGENCY 2/14/12 NNMC-1 4 HVAC
B299X5 GENM - WINDOW LEAK - BLDG 1, RM 2437 EMERGENCY 2/29/12 NNMC-1 4 PLUMBING

B29B2C
PLUM - CEILING LEAK - BLDG 1, HALLWAY @ BLDGS 1, 8, 
AND 3

EMERGENCY 2/29/12 NNMC-1 4 PLUMBING

B29B42 ELEC-POWER OUTAGE EMERGENCY 2/29/12 NNMC-1 4 ELECTRICAL

B29MCF ELEC - SHORTAGE IN COMPUTER - BLDG 1, RM 19150 EMERGENCY 3/6/12 NNMC-1 4 ELECTRICAL

B29KH2 LABOR - HOT NETWORK CLOSET EMERGENCY 3/4/12 NNMC-1 4 HVAC
B29KH3 ELEC - Reset Call Call Bell System EMERGENCY 3/3/12 NNMC-1 4 ELECTRICAL

Reported 
Date
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B2B878
PLUM - LOW WATER PRESSURE - BLDG 1, SEVERAL 
FLOORS

EMERGENCY 3/29/12 NNMC-1 4 PLUMBING

B2BJK2 PLUM - FIRE MAIN LEAK EMERGENCY 4/12/12 NNMC-1 4 PLUMBING

B2CD5V
GENM-B-1 ROOM # 2471 REPAIR/INSTALL DOOR 
STOPPER

EMERGENCY 5/21/12 NNMC-1 2 REPAIR

B2CD9G HVAC- MEMORIAL AUDITORIUM IS TOO HOT. EMERGENCY 4/17/12 NNMC-1 2 HVAC

B2GJHD ELEC-Bldg. 1, near dental clinic. Oxygen alarm sounding. EMERGENCY 7/19/12 NNMC-1 4 ELECTRICAL

B2GMSP PLUM-Bldg. 1, Rm. 2869. Toilet overflowing. EMERGENCY 7/26/12 NNMC-1 4 PLUMBING
B2GKNG ELEC-Bldg. 1, ALL, power outage. EMERGENCY 7/23/12 NNMC-1 4 ELECTRICAL

B2H5TY
PLUM-B-1 ROOM # 2578 - TOILET WATER KEEPS 
RUNNING.

EMERGENCY 8/7/12 NNMC-1 4 PLUMBING

B2H7F5
HVAC-B-1 ROOM # 162,016,221,624 - HOT 
TEMPERATURE.

EMERGENCY 4/19/12 NNMC-1 4 HVAC

B2H4Z8
FIRE-B-1 ROOM # 2578 - DIESEL SMELL LIKE COMING 
FROM THE VENT

EMERGENCY 8/6/12 NNMC-1 4 FIRE EQUIPMENT

B2JJ5B ELEC-B-1 ROOM # 2438B - POWER OUTAGE. EMERGENCY 4/27/12 NNMC-1 4 ELECTRICAL

B2JK2K
HVAC B-1 ROOM # COVE 17 17TH FLOOR - HOT 
NETWORK CLOSET

EMERGENCY 5/2/12 NNMC-1 4 HVAC

B2JJ7Y HVAC-B-10 ROOM # 3156 - HOT TEMPERATURE EMERGENCY 4/29/12 NNMC-1 4 HVAC
B2JWK3 HOT NETWORK CLOSET - BLDG 1, RM 5160 EMERGENCY 9/12/12 NNMC-1 4 HVAC
B2JZFR HOT CALL B-1 EMERGENCY 6/12/12 NNMC-1 1 HVAC
B2JZ95 HOT CALL B-1 EMERGENCY 9/20/12 NNMC-1 1 HVAC

B2K2R5 PLUM  - URINAL OVERFLOWING - NNMC-1, RM 3490 EMERGENCY 9/24/12 NNMC-1 4 PLUMBING

B2K3WV
PLUM - TOILET OVERFLOWING - BLDG 1, BATHROOM 
1669

EMERGENCY 9/26/12 NNMC-1 4 PLUMBING

B2K56Z
MEMORIAL AUDITORIUM IS TOO HOT. EVENT PLANNED 
FOR TODAY. PLEASE REPAIR BLDG 1 3RD FLOOR

EMERGENCY 4/17/12 NNMC-1 1

B2K57C HOT NETWORK CLOSET BLDG 1 RM COVE 17 EMERGENCY 5/2/12 NNMC-1 1
B2K78L HOT CALLBLDG 1 EMERGENCY 5/11/12 NNMC-1 1
B2K78M CEILING WATER LEAK BLDG 1 EMERGENCY 5/11/12 NNMC-1 1
B2K78N HOT NETWORK CLOSET BLDG 1 EMERGENCY 5/15/12 NNMC-1 1
B2K78P HOT NETWORK CLOSET BLDG 1 EMERGENCY 5/22/12 NNMC-1 1
B2K78R HOT NETWORK CLOSET BLDG 1 EMERGENCY 5/23/12 NNMC-1 1
B2K79L HOT NETWORK CLOSET BLDG 1 EMERGENCY 10/4/12 NNMC-1 1
B2K789 HOT CALL BLDG 1 EMERGENCY 10/4/12 NNMC-1 1
B2K78B HOT NETWORK CLOSET BLDG 1 EMERGENCY 5/6/12 NNMC-1 1
B2K78G HOT NETWORK CLOSET BLDG 1 EMERGENCY 10/4/12 NNMC-1 1
B2K78J HOT CALLBLDG 1 EMERGENCY 5/11/12 NNMC-1 1

B2K787
MEMORIAL AUDITORIUM IS TOO HOT. EVENT PLANNED 
FOR TODAY. PLEASE REPAIR BLDG 1

EMERGENCY 10/4/12 NNMC-1 1

B2L9CV Plumbing issue, B-1, Comprehensive Dentistry Clinic EMERGENCY 10/22/12 NNMC-1 4

B2LVG9
LOCK FELL OUT OF DOOR WHEN TRYING TO OPEN THE 
DOOR B-1 RM-13151 -AH

EMERGENCY 10/31/12 NNMC-1 1 REPAIR

B2LV93 ELEC - BLDG 1, RM 10124, 10125 EMERGENCY 11/1/12 NNMC-1 4
B2LZG6 CEILING LEAK B-1 RM-1626 EMERGENCY 11/6/12 NNMC-1 1 PLUMBING

B2LY4B
LATCH BROKEN ON WINDOW -NEEDS TO BE SECURED B-
1 RM-NEAR 1804 -AH

EMERGENCY 11/6/12 NNMC-1 1 LOCKS

B2M2JT
MAGHELIC TEMPERATURE GUAGE NOT WORKING 
PROPERLY B-1 RM-3306 -AH

EMERGENCY 11/7/12 NNMC-1 1 HVAC
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B263YS PLUM- SHOWER EMERGENCY 1/4/12 NNMC-1 4 PLUMBING

B266B5
MULTIPLE LEAKS IN SOUTH PENTHOUSE MECH RM 
ABOVE METU, BLDG 1

EMERGENCY 1/6/12 NNMC-1 1

B266C4 PLUM - WATER LEAK - BLDG 1, RM 3309 EMERGENCY 1/6/12 NNMC-1 4 PLUMBING
B26G5N WATER LEAK B1 EMERGENCY 1/9/12 NNMC-1 4 HVAC
B26J5W GENM - LIGHTS ARE DIM EMERGENCY 1/6/12 NNMC-1 4 ELECTRICAL
B26HZH GENM - CHECK POWER TO NETWORK CLOSET EMERGENCY 1/7/12 NNMC-1 4 ELECTRICAL
B26J48 GENM - CEILING LEAK EMERGENCY 1/9/12 NNMC-1 4 PLUMBING
B26GM5 GENM - BROKEN DOOR - BLDG 55, DOOR 1 EMERGENCY 1/9/12 NNMC-1 4 REPAIR
B27B9L ELEC - Power Outage EMERGENCY 1/17/12 NNMC-1 1 ELECTRICAL
B27LDF BKCT - CEILING LEAK - BLDG 1, RMS 2437, 2435 EMERGENCY 1/27/12 NNMC-1 4 PLUMBING
B28FFW ELEC - FUSE BLOWN - BLDG 7, RM 3118 EMERGENCY 2/13/12 NNMC-1 4 ELECTRICAL
B28FFR ELEC - FUSE BLOWN - BLDG 1, RMS 6138, 6135 EMERGENCY 2/13/12 NNMC-1 4 ELECTRICAL

B28F4J HVAC - TOO COLD - BLDG 1, RM 2100 ENDODONTICS EMERGENCY 2/13/12 NNMC-1 4 HVAC

B288CB PLUMN - Ceiling Leak EMERGENCY 2/10/12 NNMC-1 4 PLUMBING
B28SFW HVAC- COLD TEMPERATURE EMERGENCY 2/24/12 NNMC-1 4 HVAC
B29K7S HOT NETWORK CLOSET EMERGENCY 3/2/12 NNMC-1 4 LABOR
B29892 PLUM - TOILET OVERFLOWING - BLDG 1, RM 2505 EMERGENCY 2/28/12 NNMC-1 4 PLUMBING
B29V2X PLUM-ROOM FLOODED EMERGENCY 3/14/12 NNMC-1 4 PLUMBING
B29V39 HVAC-HOT TEMPERATURE EMERGENCY 3/14/12 NNMC-1 4
B29NRR ELEC - POWER OUTAGE - BLDG 1, RM 19107 EMERGENCY 3/8/12 NNMC-1 1 ELECTRICAL
B29VH2 ELEC-LIGHTS OUT EMERGENCY 3/12/12 NNMC-1 1 ELECTRICAL
B2B29X HVAC-NO A/C ON SOUTH END OF FLOOR EMERGENCY 3/19/12 NNMC-1 4 HVAC
B2BMZ7 HVAC - LEAKY RADIATOR - BLDG 1, RM 2481 EMERGENCY 4/20/12 NNMC-1 4 HVAC

B2BSWR HVAC-TOO HOT. CLASS IN SESSION. PLEASE REPAIR ASAP EMERGENCY 4/17/12 NNMC-1 4 HVAC

B2CT7M
HVAC-B-1 ROOM # 2567 AND 5160 - HOT NETWORK 
CLOSET.

EMERGENCY 6/11/12 NNMC-1 4 HVAC

B2D4L3
ELEC-Bldg. 1, 11th Floor, Rooms 11126, 11127, and 
11121. Power out. Please address.

EMERGENCY 6/25/12 NNMC-1 4 ELECTRICAL

B2D53N
HVAC-Bldg. 1, Rooms 5160 and 2567. Hot network 
closet.

EMERGENCY 6/26/12 NNMC-1 4 HVAC

B2FVBB HVAC-Bldg. 1, Cove-17. Hot network closet. EMERGENCY 7/10/12 NNMC-1 4 HVAC
B2FVLN LOCK - LOST KEYS AT METRO - BLDG 1, RM 15144 EMERGENCY 7/10/12 NNMC-1 4 LOCKS
B2FVKZ HVAC-Bldg. 1, Rm. 5160. Hot network closet. EMERGENCY 7/10/12 NNMC-1 4 HVAC

B2FV7M
PLUM-Bldg. 1, Rm. 9154. Profuse ceiling leak. Please 
locate source of leak and fix. Replace damaged ceiling 
tile.

EMERGENCY 7/10/12 NNMC-1 4 PLUMBING

B2FSZV
PLUM-Bldg. 1, Rm. 2408 (Dental Clinic). Severe ceiling 
leak. Locate source of leak and fix. Replace ceiling tiles.

EMERGENCY 7/9/12 NNMC-1 4 PLUMBING

B2FVGY PLUM-Bldg. 1, 4th thru 18th floors. No water. EMERGENCY 7/10/12 NNMC-1 4 PLUMBING

B2FVGW PLUM-Bldg. 1, Rm. 5156. Water out of pipes is brown. EMERGENCY 7/10/12 NNMC-1 4 PLUMBING

B2FYYC HVAC-Bldg. 1, Rm. 1619. Hot network closet. EMERGENCY 7/16/12 NNMC-1 4 HVAC

B2H7J4 HVAC-B-1 ROOM # COVE 17 - HOT NETWORK CLOSET EMERGENCY 4/19/12 NNMC-1 4 HVAC

B2JLDG BKCT - CEILING LEAK - BLDG 1, RM 6136 EMERGENCY 8/30/12 NNMC-1 4 STRUCTURAL
B2JPJF PLUM-LOW WATER PRESSURE EMERGENCY 9/4/12 NNMC-1 4 PLUMBING
B2JR38 NETWORK CLOSETS DO NOT HAVE POWER EMERGENCY 9/2/12 NNMC-1 4 ELECTRICAL
B2LSTK ACTIVE CEILING LEAK - BLDG 1, RM 2531 EMERGENCY 10/31/12 NNMC-1 4 PLUMBING
B2LSVH WET CEILING TILE - BLDG 1, RM 2484, 2483 EMERGENCY 10/31/12 NNMC-1 4 PLUMBING
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B2LTFJ
CEILING LEAKS - BLDG 1, COMMAND SECRETARY 
AWARDS OFFICE

EMERGENCY 10/31/12 NNMC-1 4 PLUMBING

B2LTCJ CEILING TILE COLLAPSED B-1 RM-4396 -AH EMERGENCY 10/31/12 NNMC-1 1 REPAIR
B2LTNH CEILING TILES COLLAPSED B-1 RM-4396 -AH EMERGENCY 10/31/12 NNMC-1 1 REPAIR

B2LVXD CEILING LEAKING DUE TO RAIN B-1 RM-4417 & 4393 -AH EMERGENCY 11/2/12 NNMC-1 1 REPAIR

B2M42R TOO COLD B-1 RM-6036, 6040, 6042 -AH EMERGENCY 11/8/12 NNMC-1 1

B2M42T
NO POWER TO MULTIPLE FLOORS, (LIGHTS) FLRS: 
6,8,9,11,13,17,19TH B-1 -AH

EMERGENCY 11/8/12 NNMC-1 1

B2M5B9 HOT NETWORK CLOSETS- AH EMERGENCY 11/12/12 NNMC-1 4 HVAC
B2M4VH HOT NETWORK CLOSET EMERGENCY 11/14/12 NNMC-1 4 HVAC
B2M4VV HOT NETWORK CLOSET EMERGENCY 11/14/12 NNMC-1 4 HVAC
B2MP6R HOT NETWORK CLOSET B-1 RM-3530 -AH EMERGENCY 11/18/12 NNMC-1 1

B2MR3G
SEE POC 1ST IM RM 4384 - ON 3RD FLR THE 
VENTALITION SYSTEM IS OFF B-1 -AH

EMERGENCY 11/20/12 NNMC-1 1 HVAC

B2N9F2 LEAKING PUMP SEAL B-1 RM-1629 MECH RM EMERGENCY 12/6/12 NNMC-1 1 REPAIR
B2NGT2 PIPE IS LEAKING ( FAST LEAK ) CODE FOR RM 0145* EMERGENCY 12/6/12 NNMC-1 4 PLUMBING

B2NTV7
BROKEN CIPHER LOCK - CAN'T LOCK DOOR - BLDG 1, 
ADMIRALS OFFICE, 5TH FLOOR

EMERGENCY 12/31/12 NNMC-1 4 LOCKS

B263CB ELEC - LOSS OF POWER - BLDG 1, RM 5211, 5212 EMERGENCY 1/3/12 NNMC-1 4 ELECTRICAL
B2652J ELEC - POWER OUTAGE - BLDG 1, RM 9140 EMERGENCY 1/5/12 NNMC-1 4 ELECTRICAL
B26596 HVAC- VENT EMERGENCY 1/5/12 NNMC-1 4 HVAC
B265BH GENM - AIR COMPRESSOR LEAK - BLDG 1, RM 1670 EMERGENCY 1/5/12 NNMC-1 4 REPAIR
B26GPC HVAC - HOT NETWORK CLOSET EMERGENCY 1/6/12 NNMC-1 4 HVAC
B26GPH HVAC - HOT NETWORK CLOSET EMERGENCY 1/7/12 NNMC-1 4 HVAC
B26GPL GENM - CHECK POWER TO NETWORK CLOSET EMERGENCY 1/7/12 NNMC-1 4 ELECTRICAL
B26GVY PLUM - CEILING LEAK - BLDG 1, 1626 EMERGENCY 1/10/12 NNMC-1 4 REPAIR
B26JJR PLUM - CEILING LEAK - BLDG 1, RM 2432A EMERGENCY 1/11/12 NNMC-1 4 STRUCTURAL
B27BY4 HVAC - TOO COLD - BLDG 1, RM 3547 EMERGENCY 1/18/12 NNMC-1 4 HVAC
B27WGD HVAC - Too Hot EMERGENCY 2/1/12 NNMC-1 4 HVAC
B27WGH HVAC- RADIATOR LEAK - BLDG 1, RM 2578 EMERGENCY 2/1/12 NNMC-1 4 HVAC
B284CC GENM- CEILING LEAK EMERGENCY 2/9/12 NNMC-1 1 REPAIR
B27YCY HVAC - Too Hot EMERGENCY 2/7/12 NNMC-1 4 HVAC
B27YJF ELEC - POWER OUTAGE - BLDG 1, RM 5211 EMERGENCY 2/7/12 NNMC-1 4 ELECTRICAL
B28LWY ELEC - POWER OUT - BLDG 1, RM 5217 EMERGENCY 2/17/12 NNMC-1 4 ELECTRICAL
B28NTL HVAC- AIR TANK REPLACEMENT EMERGENCY 2/21/12 NNMC-1 4 HVAC
B29KGZ ELEC - POWER OUTAGE EMERGENCY 3/2/12 NNMC-1 4 ELECTRICAL
B29DRW ELEC - POWER OUTAGE - BLDG 1, RM 2433, 2435 EMERGENCY 3/2/12 NNMC-1 4 ELECTRICAL
B29MX4 EMSS - NITROUS GAS ALARM - BLDG 1, RM 2583 EMERGENCY 3/7/12 NNMC-1 4 HVAC
B29RM5 ELEC - Power Outage EMERGENCY 3/12/12 NNMC-1 4 ELECTRICAL
B29ZJ6 PLUM - FAUCET SPRAYING - BLDG 1, RM 15102 EMERGENCY 3/19/12 NNMC-1 4 PLUMBING
B2B27C HVAC-TOO HOT EMERGENCY 3/19/12 NNMC-1 4 HVAC
B2B27H HVAC-TOO COLD, ADJUST TEMP EMERGENCY 3/19/12 NNMC-1 4 HVAC
B2B7HP PLUM-TOILET OVERFLOWING WITH SEWAGE EMERGENCY 3/28/12 NNMC-1 4 PLUMBING
B2BBFN HVAC-HIGH TEMPERATURE BREACH. EMERGENCY 3/31/12 NNMC-1 4 HVAC
B2B9ZX PLUM-INVESTIGATE/REPAIR CEILING TILE LEAK EMERGENCY 4/2/12 NNMC-1 4 PLUMBING
B2BJKV ELEC-POWER OUTAGE EMERGENCY 4/12/12 NNMC-1 4 ELECTRICAL
B2BH94 ELEC - BLOWN FUSE - BLDG 1, RM 11126 EMERGENCY 4/9/12 NNMC-1 4 ELECTRICAL

B2BN39 PLUM- CHECK CHILL WATER LINES FOR BLDGS 1 TO 10 EMERGENCY 4/20/12 NNMC-1 4 PLUMBING

B2BNHC
LOCK - BROKEN CIPHER LOCK HANDLE - BLDG 1, RM 
2408

EMERGENCY 4/23/12 NNMC-1 4 LOCKS

B2BNWY PLUM - ACTIVE CEILING LEAK - BLDG 1, RM 1626 EMERGENCY 4/24/12 NNMC-1 4 STRUCTURAL
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B2CCZ4 GENM-B-1 ROOM # 2408 - INVESTIGATE GAS LEAK EMERGENCY 5/21/12 NNMC-1 4 REPAIR
B2CWDF HVAC-Bldg. 1, Rm. 1619. Hot network closet. EMERGENCY 6/15/12 NNMC-1 4 HVAC
B2CWDG LOCKS-Bldg. 1, Rm. 1619. Change code on locks. EMERGENCY 6/15/12 NNMC-1 4 LOCKS
B2CWD2 ELEC-Bldg. 1, Rm. 1101. Power outage. EMERGENCY 6/15/12 NNMC-1 4 ELECTRICAL
B2CYTS HVAC-B-1 ROOM # 5160 - HOT NETWORK CLOSET EMERGENCY 6/20/12 NNMC-1 4 HVAC

B2FGTL
PLUM-Water Overflow from Mech Room 2565, 
COLLAPSED CEILING TILE

EMERGENCY 7/2/12 NNMC-1 2 PLUMBING

B2FS6B
PLUM - NO HOT WATER PRESSURE - BLDG 1, ALL 3RD 
FLOOR

EMERGENCY 7/6/12 NNMC-1 4 PLUMBING

B2FW9B HVAC-B-1 ROOM # 3454 - HOT NETWORK CLOSET EMERGENCY 5/10/12 NNMC-1 4 HVAC
B2FWXH PLUM - CEILING LEAK - BLDG 1, RM 6140 EMERGENCY 7/12/12 NNMC-1 4 STRUCTURAL
B2GTBC HVAC- A/C NOT WORKING EMERGENCY 7/30/12 NNMC-1 3

B2H6PF
PLUM - FLOODED MER - BLDG 1, 6TH FLOOR MER, RM 
6116

EMERGENCY 8/9/12 NNMC-1 4 PLUMBING

B2H7R8 PLUM - ACTIVE CEILING LEAK - BLDG 1, RM 11130 EMERGENCY 8/10/12 NNMC-1 4 PLUMBING

B2HV2K
PLUM - NO WATER PRESSURE - DENTAL SALVATION 
CENTER - BLDG 1, RM 3492

EMERGENCY 8/22/12 NNMC-1 4 PLUMBING

B2JTN2 HOT NETWORK CLOSET - NNMC-1, RM 5160 EMERGENCY 9/8/12 NNMC-1 4 HVAC

B2JTN6
CEILING LEAK. FLOOD IN HALLWAY - NNMC-1, HALLWAY 
NEAR RM 4384

EMERGENCY 9/8/12 NNMC-1 4 PLUMBING

B2JX35
PLUM - ACTIVE CEILING LEAK - LADIES RESTROOM - 
BLDG 1

EMERGENCY 9/14/12 NNMC-1 4 PLUMBING

B2JZ25 HVAC - HOT NETWORK CLOSET EMERGENCY 9/19/12 NNMC-1 4 HVAC
B2KK9K EXTREMELY TOO HOT BLDG 1 CONF RM 1 EMERGENCY 10/12/12 NNMC-1 1
B2KZB8 FLOODING, B-1, RM-1710 EMERGENCY 10/19/12 NNMC-1 4
B2NLXN RESET BREAKER B-10 RM-7E 7066 -AH EMERGENCY 12/16/12 NNMC-10 1 ELECTRICAL

B2LR3V SINK CLOGGED AT NURSES STATION B-10 RM-5045 -AH EMERGENCY 10/25/12 NNMC-10 1 PLUMBING

B2NH7F
DRAIN LINE CLOGGED TO ICE MACHINE B-10 RM-3245 -
AH

EMERGENCY 12/8/12 NNMC-10 1 PLUMBING

B2NKWY ICE MAKER DRAIN IS  CLOGGED B-10 3 WEST -AH EMERGENCY 12/12/12 NNMC-10 1 PLUMBING

B2N8V4
NEGATIVE PRESSURE ROOMS MALFUNCTIONING B-10 
NUSE DESK -AH

EMERGENCY 12/1/12 NNMC-10 1 HVAC

B2LW65 CLOGGED TOILET B-10 RM-5068 -AH EMERGENCY 11/1/12 NNMC-10 1 PLUMBING
B2N8W8 TOILET SEAT TOO LOOSE. B-10 RM0-4071 -AH EMERGENCY 12/2/12 NNMC-10 1 PLUMBING

B2N8P2
CEILINGL LEAK- SENSITIVE INFORMATION AREA B-17 RM- 
3376 -AH

EMERGENCY 11/29/12 NNMC-10 1 PLUMBING

B2N8TT TOILET OVER FLOWING B-10 PATIENT ADMIN -AH EMERGENCY 12/1/12 NNMC-10 1 PLUMBING
B2N8V7 CLOGGED TOILET B-10 RM-1103 -AH EMERGENCY 12/1/12 NNMC-10 1 PLUMBING
B2N93G CLOGGED TOILET B-10 RM-MENS ROOM -AH EMERGENCY 12/5/12 NNMC-10 1 PLUMBING
B2NH7J BURNT BALLAST B-10 RM-OR 1 -AH EMERGENCY 12/8/12 NNMC-10 1 ELECTRICAL
B2NLXK CLOGGED TOILET B-10 RM-5119 -AH EMERGENCY 12/16/12 NNMC-10 1 PLUMBING
B2LR42 LIGHTS  KEEP FLASHING b-10 rm-6107c -AH EMERGENCY 10/25/12 NNMC-10 1 ELECTRICAL

B2LTBH
ELEC - THE LIGHTS ARE OUT IN THIS ROOM - RELAMP B-
10 RM-3166 -AH

EMERGENCY 10/30/12 NNMC-10 1 ELECTRICAL

B2LTS6
LIGHT IN BATHROOM NEEDS CHANGING. B-10 RM-5111 -
AH

EMERGENCY 10/27/12 NNMC-10 1 ELECTRICAL

B2MSLP
NIGHT AND CURTAIN LIGHT ISNT WORKING B-10 RM-
7069 -AH

EMERGENCY 11/26/12 NNMC-10 1 ELECTRICAL

B2MSLS LIGHTS OUT IN FRONT OF BUILDING B-10 -AH EMERGENCY 11/21/12 NNMC-10 1 ELECTRICAL

B2NJHG
Lights, B-10, RM-5129 Bathroom, Between 5 East and 5 
Center

EMERGENCY 12/12/12 NNMC-10 4 ELECTRICAL
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B2NKB4
RELAMP PATIENT ROOM AND BATHROOM B-10 RM-
5173 -AH

EMERGENCY 12/11/12 NNMC-10 1 ELECTRICAL

B2NKVX LIGHTS OUT IN 2 OFFICES B-10 RM-7114 -AH EMERGENCY 12/14/12 NNMC-10 1 ELECTRICAL

B2NLX3
ENTRY WAY LIGHT IN PATIENT ROOM IS FLICKERING B-
10 RM-6109 -AH

EMERGENCY 12/14/12 NNMC-10 1 ELECTRICAL

B2N58Y
ACTIVE CEILING LEAK - BIO HAZARD ROOM, BLDG 10, 
RM 4153 -AH

EMERGENCY 11/30/12 NNMC-10 4 PLUMBING

B2LTRZ
UNIT MALFUNCTIONING DUE TO LOW VACUUM B-10 
CDO DESK -AH

EMERGENCY 10/27/12 NNMC-10 1 HVAC

B2LLYC PLUM - TOILET OVERFLOW - BLDG 10, RM 5167 -AH EMERGENCY 10/25/12 NNMC-10 4 PLUMBING
B2LTNN ACTIVE LEAK B-10 RM-6004 -AH EMERGENCY 10/26/12 NNMC-10 1 PLUMBING
B2LTT5 LEAK B-10 RM-5151 EMERGENCY 10/29/12 NNMC-10 1 PLUMBING
B2N93C CIELING LEAKING B-10 RM-6004 -AH EMERGENCY 12/4/12 NNMC-10 1 PLUMBING

B2NMHD
CEILING LEAK IN LADIES ROOM NEAR AUDITORIUM B-10 
RM-2011 -AH

EMERGENCY 12/17/12 NNMC-10 1 PLUMBING

B2NNBD WATER LEAKING B-10 RM-4043 -AH EMERGENCY 12/18/12 NNMC-10 1 PLUMBING
B2NND2 WATER LEAK B-10 GALLEY -AH EMERGENCY 12/18/12 NNMC-10 1 PLUMBING
B2JZBD POWER OUT B-10 EMERGENCY 5/3/12 NNMC-10 1 ELECTRICAL

B2N8MW TRIPPED BREAKER: NO POWER B-10 RM-1100 -AH EMERGENCY 11/29/12 NNMC-10 1 ELECTRICAL

B2N8MY POWER WENT OUT TO THE WHOLE BLDG B-55 -AH EMERGENCY 11/28/12 NNMC-10 1 ELECTRICAL
B2N8NZ NO POWER TO OUTLET B-10 RM-5060 -AH EMERGENCY 11/29/12 NNMC-10 1 ELECTRICAL
B2N8P4 TRIPPED BREAKER B-10 RM-1100 -AH EMERGENCY 11/30/12 NNMC-10 1 ELECTRICAL

B2N8TH
NO POWER TO OUTLET, CHECK AND RESTORE B-10 RM-
7E 7068 -AH

EMERGENCY 12/5/12 NNMC-10 1 ELECTRICAL

B2NH7K BREAKER NEEDS TO BE RESET B-10 RM-1100 -AH EMERGENCY 12/9/12 NNMC-10 1 ELECTRICAL

B2NKVW NO POWER B-10 -AH EMERGENCY 12/14/12 NNMC-10 1 ELECTRICAL

B2N9BG NO POWER - BLDG 10, PATIENT ADMIN EMERGENCY 12/6/12 NNMC-10 4 ELECTRICAL
B2MPDD TOO HOT IN PATIENT ROOM B-10 RM-4065 -AH EMERGENCY 11/17/12 NNMC-10 1 HVAC

B2MP78
CHECK POWER TO EAST + WEST SIDE ELEVATORS B-10 -
AH

EMERGENCY 11/17/12 NNMC-10 1 ELECTRICAL

B2LVGY PATIENT ROOM: NO HOT WATER B-10 RM-4031 -AH EMERGENCY 10/31/12 NNMC-10 1 PLUMBING

B2M2RD HOT NETWORK CLOSET b-10 RM-6154B -AH EMERGENCY 11/6/12 NNMC-10 1 HVAC
B2M2RT HOT NETWORK CLOSET b-10 RM-7166B -AH EMERGENCY 11/6/12 NNMC-10 1 HVAC
B2M2RZ HVAC - WHOLE UNIT IS TOO HOT B-10 -AH EMERGENCY 11/6/12 NNMC-10 1 HVAC

B2LY4F HVAC - HOT NETWORK CLOSET B-10 RM-1766B -AH EMERGENCY 11/5/12 NNMC-10 1 HVAC

B2LZCK PATIENT ROOM IS TOO HOT B-10 RM-4222 -AH EMERGENCY 11/5/12 NNMC-10 1 HVAC
B2LZD8 HOT NETWORK CLOSET B-10 RM-6154 -AH EMERGENCY 11/6/12 NNMC-10 1 HVAC
B2LNNB HOT NETWORK CLOSET B-10 RM-3166B -AH EMERGENCY 10/24/12 NNMC-10 1 HVAC
B2LR3Z HOT CALL B-10 RM-4051 -AH EMERGENCY 10/25/12 NNMC-10 1 HVAC
B2LTHT PATIENT ROOM TOO COLD EMERGENCY 10/30/12 NNMC-10 4 HVAC
B2LTBL COLD CALL B-10 RM-6051 -AH EMERGENCY 10/30/12 NNMC-10 1 HVAC
B2LTC5 HOT NETWORK CLOSET B-10 RM-3166B -AH EMERGENCY 10/30/12 NNMC-10 1 HVAC
B2LTNT HOT NETWORK CLOSET B-10 RM-6120B -AH EMERGENCY 10/26/12 NNMC-10 1 HVAC
B2LTP7 PATIENT ROOM TOO COLD B-10 RM-4033 -AH EMERGENCY 10/27/12 NNMC-10 1 HVAC
B2LTPJ HOT NETWORK CLOSET B-10 RM-3166B -AH EMERGENCY 10/27/12 NNMC-10 1 HVAC
B2LTSM HOT NETWORK CLOSET B-10 ALL CLOSETS -AH EMERGENCY 10/27/12 NNMC-10 1 HVAC
B2LXJN TOO COLD B-10 RM-5171 -AH EMERGENCY 11/2/12 NNMC-10 1 HVAC
B2LXJS TOO COLD B-10 RM-3156 -AH EMERGENCY 11/2/12 NNMC-10 1 HVAC
B2LXK2 PATIENT ROOM TOO COLD B-10 RM-4059 -AH EMERGENCY 11/5/12 NNMC-10 1 HVAC
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B2LXL4 TOO HOT. CVH # 403-25. B-10 RM-4059 -AH EMERGENCY 11/3/12 NNMC-10 1 HVAC
B2LXL6 COLD TEMP IN NICU B-10 RM-6054 -AH EMERGENCY 11/4/12 NNMC-10 1 HVAC

B2M438
LOW HUMIDITY: ADJUST BETWEEN 30 - 60 % B-10 RM-
6036, 6040, 6042 -AH

EMERGENCY 11/9/12 NNMC-10 1 HVAC

B2M4YL Cold Call, B-10, NICU EMERGENCY 11/14/12 NNMC-10 4 HVAC
B2M4GD TOO HOT IN PATIENT ROOM B-10 RM-4065 -AH EMERGENCY 11/10/12 NNMC-10 1 HVAC
B2M4GR ROOM TOO HOT B-10 RM-4282 -AH EMERGENCY 11/10/12 NNMC-10 1 HVAC
B2M4GX ROOM TOO HOT B-10 RM-4065 -AH EMERGENCY 11/11/12 NNMC-10 1 HVAC

B2MPDG TOO HOT IN THE PATIENTS ROOM B-10 RM-5034 -AH EMERGENCY 11/18/12 NNMC-10 1 HVAC

B2MPDT TOO COLD. B-10 RM-3143 -AH EMERGENCY 11/18/12 NNMC-10 1 HVAC

B2MP6X
TOO HOT, PATIENT SAYS AIR ISNT CIRCULATION 
THROUGH THE ROOM B-10 RM-5078 -AH

EMERGENCY 11/16/12 NNMC-10 1 HVAC

B2MP6Z ROOM IS TO HOT B-10 RM-4142 -AH EMERGENCY 11/17/12 NNMC-10 1 HVAC
B2MR3H HOT NETWORK CLOSET B-10 RM-3294 & 4143 -AH EMERGENCY 11/19/12 NNMC-10 1 HVAC

B2MR3W PATIENT ROOM TOO HOT B-10 RM-453 -AH EMERGENCY 11/19/12 NNMC-10 1 HVAC

B2MSTR Hot Call, B-10, NICU EMERGENCY 11/26/12 NNMC-10 4 HVAC

B2MVJ9 HOT NETWORK CLOSET B-10 RM-6154B & 7166B -AH EMERGENCY 11/26/12 NNMC-10 1 HVAC

B2MVKB WHOLE NICU UNIT IS COLD B-10 6 WEST EMERGENCY 11/28/12 NNMC-10 1 HVAC
B2MSLR TOO WARM B-10 RM-4047 -AH EMERGENCY 11/21/12 NNMC-10 1 HVAC
B2MSM2 TOO WARM B-10 RM-4065 EMERGENCY 11/22/12 NNMC-10 1 HVAC
B2MSV7 HIGH TEMPERATURE BREACH B-10 RM-6154B -AH EMERGENCY 11/25/12 NNMC-10 1 HVAC

B2MSVS
ENTIRE WARD ON EAST SIDE IS TOO COLD B-10 EAST 
SIDE -AH

EMERGENCY 11/25/12 NNMC-10 1 HVAC

B2MSVV NO HEAT IN PATIENT ROOM B-10 RM-5042 -AH EMERGENCY 11/25/12 NNMC-10 1 HVAC
B2N84M Cold Call,B-10, RM-3143 W EMERGENCY 11/27/12 NNMC-10 4 HVAC

B2N8MN
HOT NETWORK CLOSET B-10 RM-6154B, 5166B, 7166B -
AH

EMERGENCY 11/29/12 NNMC-10 1 HVAC

B2N8MS
LOW HUMIDITY: ADJUST BETWEEN 30 - 60 % B-10 
MULTIPLE RM -AH

EMERGENCY 11/29/12 NNMC-10 1 HVAC

B2N8NV HOT NETWORK CLOSET B-10 RM-5166B -AH EMERGENCY 11/29/12 NNMC-10 1 HVAC
B2N8GC TOO COLD IN PATIENT ROOM B-10 RM-3143 -AH EMERGENCY 11/27/12 NNMC-10 1 HVAC
B2N8GP PATIENT ROOM TOO HOT B-10 RM-4254 -AH EMERGENCY 11/27/12 NNMC-10 1 HVAC
B2N8GS PATIENT ROOM TOO COLD B-10 RM-3143 -AH EMERGENCY 11/28/12 NNMC-10 1 HVAC
B2N8W3 TOO HOT IN PATIENT ROOM B-10 RM-4039 -AH EMERGENCY 12/5/12 NNMC-10 1 HVAC
B2N8TR TOO COLD B-10 RM-3CENTER 3263 -AH EMERGENCY 11/30/12 NNMC-10 1 HVAC
B2N8W5 TOO HOT. B-10 RM-4065 -AH EMERGENCY 12/5/12 NNMC-10 1 HVAC
B2N8V5 TOO COLD IN PATIENT ROOM B-10 RM-7072 -AH EMERGENCY 12/1/12 NNMC-10 1 HVAC
B2N8W7 HOT TEMPERATURE BREACH. B-10 RM-6154B -AH EMERGENCY 12/2/12 NNMC-10 1 HVAC
B2NGRG TOO COLD IN PATIENT ROOM, B-10, RM-7072 EMERGENCY 12/1/12 NNMC-10 4 HVAC
B2NH7B ROOM TO HOT B-10 RM-4065 E -AH EMERGENCY 12/8/12 NNMC-10 1 HVAC
B2NJKJ TOO HOT IN PATIENT ROOM,NNMC-10, RM-4065 EMERGENCY 12/10/12 NNMC-10 4 HVAC
B2NKB6 TOO COLD B-10 RM-308 -3137 -AH EMERGENCY 12/12/12 NNMC-10 1 HVAC

B2NKWT
TOO COLD - THERE IS A NEW BORN IN THIS ROOM B-10 
RM-3143 -AH

EMERGENCY 12/12/12 NNMC-10 1 HVAC

B2NKVR HOT NET WORK CLOSET B-10 RM-5166B -AH EMERGENCY 12/13/12 NNMC-10 1 HVAC
B2NKVT PATIENT ROOM TOO HOT B-10 RM-4292 -AH EMERGENCY 12/14/12 NNMC-10 1 HVAC
B2NKVZ HUMIDITY IS LOW. B-10 RM-3033 -AH EMERGENCY 12/14/12 NNMC-10 1 HVAC
B2NN7X PATIENT ROOM TOO HOT B-10 RM-4065 -AH EMERGENCY 12/17/12 NNMC-10 1 HVAC
B2NLXS HOT NETWORK B-10 RM-6154B -AH EMERGENCY 12/16/12 NNMC-10 1 HVAC
B2NLXV HOT NETWORK CLOSET B-147 RM-115 -AH EMERGENCY 12/16/12 NNMC-10 1 HVAC
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B2JZGM PLUM - TOILET INOP B-10 EMERGENCY 6/12/12 NNMC-10 1 PLUMBING
B265ZY HVAC - TOO HOT - BLDG 10, RM 4132 EMERGENCY 1/6/12 NNMC-10 4 HVAC
B2656M GENM- HILLROM EMERGENCY 1/5/12 NNMC-10 4 REPAIR
B26G8X HVAC - HOT NETWORK CLOSET EMERGENCY 1/5/12 NNMC-10 4 HVAC
B26G8T HVAC - COLD TEMP EMERGENCY 1/6/12 NNMC-10 4 HVAC
B26GDP HVAC - HOT TEMP EMERGENCY 1/4/12 NNMC-10 4 HVAC
B26G92 HVAC - ROOM TOO HOT EMERGENCY 1/5/12 NNMC-10 4 HVAC
B26G96 GENM - BATHROOM LIGHTS FLICKERING EMERGENCY 1/5/12 NNMC-10 4 ELECTRICAL
B26649 HVAC - TOO COLD EMERGENCY 1/2/12 NNMC-10 4 HVAC
B2664R HVAC - TOO HOT EMERGENCY 12/31/11 NNMC-10 4 HVAC
B2664Y WATER TOO HOT EMERGENCY 1/6/12 NNMC-10 4 PLUMBING
B26658 HVAC - TOO COLD EMERGENCY 1/2/12 NNMC-10 4 HVAC
B2665M HVAC - TOO COLD EMERGENCY 1/2/12 NNMC-10 4 HVAC
B2665T GENM - NEGATIVE PRESSURE EMERGENCY 12/30/11 NNMC-10 4 AIR
B2665X HVAC - TOO COLD EMERGENCY 1/2/12 NNMC-10 4 HVAC
B26669 GENM - GAP IN WINDOW EMERGENCY 1/2/12 NNMC-10 4 REPAIR
B2666F GENM - CHARGE STATION POWER IS OUT EMERGENCY 12/31/11 NNMC-10 4 ELECTRICAL
B26677 HVAC - ROOM TOO HOT EMERGENCY 1/6/12 NNMC-10 4 HVAC
B2667F GENM - LIGHT STROBBING EMERGENCY 1/6/12 NNMC-10 4 ELECTRICAL
B266C8 HVAC - TOO HOT - BLDG 10, RM 4282 EMERGENCY 1/6/12 NNMC-10 4 HVAC
B27B2R PLUM - CLOGGED SINK - BLDG 10, RM 5171 EMERGENCY 1/17/12 NNMC-10 4 PLUMBING
B27FPZ HVAC - TOO COLD - BLDG 10, RM 3263 EMERGENCY 1/19/12 NNMC-10 4 HVAC
B27JNN Oxygen leaking in Patient Room EMERGENCY 1/25/12 NNMC-10 4 PLUMBING
B27JJW ELEC - Call Bell System EMERGENCY 1/25/12 NNMC-10 4 ELECTRICAL
B27HTM ELEC - LOSS OF POWER - BLDG 10, RM 1119 EMERGENCY 1/24/12 NNMC-10 4 ELECTRICAL
B27Y4C PLUM - LEAKING TOILET - BLDG 10, RM 5036 EMERGENCY 2/6/12 NNMC-10 4 PLUMBING

B27XRC DOOR - DOORS NOT CLOSING - BLDG 10, NEAR RM 7139 EMERGENCY 2/3/12 NNMC-10 4 REPAIR

B28K8M HVAC - TOO HOT - BLDG 10, RM 5177 EMERGENCY 2/14/12 NNMC-10 4 HVAC
B292X4 HVAC - TOO COLD - BLDG 10, RM 3269 EMERGENCY 2/27/12 NNMC-10 4 HVAC
B28RFY ELEC- SECURE WIRES/REPLACE LIGHT EMERGENCY 2/23/12 NNMC-10 4 FCA_ELEC
B28RR3 HVAC-HOT TEMPERATURE EMERGENCY 2/23/12 NNMC-10 4 HVAC
B28PV5 HVAC - TOO HOT - BLDG 10, RM 4073 EMERGENCY 2/22/12 NNMC-10 4 HVAC
B28PW3 HVAC - TOO HOT - BLDG 10, 5 EAST EMERGENCY 2/22/12 NNMC-10 4 HVAC
B28RLJ PLUM - CLOGGED TOILET - BLDG 10, RM 5019 EMERGENCY 2/23/12 NNMC-10 4 PLUMBING
B293FZ PLUM - NO HOT WATER - BLDG 10, RM 3233 EMERGENCY 2/27/12 NNMC-10 4 PLUMBING
B293GW NURSE CALL SYSTEM  - BLDG 10, RM 6025A EMERGENCY 2/27/12 NNMC-10 4 ELECTRICAL
B293C5 HVAC - Steam Leak EMERGENCY 2/27/12 NNMC-10 4 HVAC
B299Z7 HVAC - TOO COLD - BLDG 10, RMS 5075, 5080 EMERGENCY 2/29/12 NNMC-10 4 HVAC
B299X2 EMSS - ALARM EMERGENCY 2/29/12 NNMC-10 4 FCA_ELEC
B29B6S HVAC- HOT TEMPERATURE EMERGENCY 2/29/12 NNMC-10 4 HVAC
B29KFT HVAC-COLD TEMPERATURE EMERGENCY 3/5/12 NNMC-10 4 HVAC

B29CMW ELEC - FLICKERING LIGHT - BLDG 10, RM, 5082 EMERGENCY 3/1/12 NNMC-10 4 ELECTRICAL

B29CVT GENM - SECURE DOOR IS BROKEN EMERGENCY 2/27/12 NNMC-10 4 REPAIR
B29CW5 HVAC - Repair/Peplace Thermostat EMERGENCY 2/27/12 NNMC-10 4 HVAC
B29CRW EMSS - ALARM EMERGENCY 3/1/12 NNMC-10 4 ELECTRICAL
B29CWY HVAC - TOO COLD EMERGENCY 2/27/12 NNMC-10 4 HVAC
B29CX8 HOT NETWORK CLOSET EMERGENCY 2/27/12 NNMC-10 4 LABOR
B29CXP HVAC - TOO COLD EMERGENCY 2/27/12 NNMC-10 4 HVAC

B298K9
HVAC - BURNING SMELL AND HISSING FROM 
THERMOSTAT

EMERGENCY 2/28/12 NNMC-10 4 HVAC

B29K7K ELEC - POWER OUTAGE - BLDG 10, RM 1128A EMERGENCY 3/5/12 NNMC-10 4 ELECTRICAL
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B29MC8 HVAC-TEMP COLD EMERGENCY 3/6/12 NNMC-10 4 HVAC
B29MCN HVAC-COLD TEMPERATURE EMERGENCY 3/6/12 NNMC-10 4 HVAC
B29MC4 HVAC - A/C NOT WORKING EMERGENCY 3/3/12 NNMC-10 4 HVAC
B29K7D HVAC - TOO COLD - BLDG 10, RM 3209 EMERGENCY 3/5/12 NNMC-10 4 HVAC
B29MCD HVAC - Too Cold EMERGENCY 3/6/12 NNMC-10 2 HVAC
B29MD7 HVAC -  Too Cold EMERGENCY 3/2/12 NNMC-10 2 HVAC
B29KFP HVAC-COLD TEMPERATURE EMERGENCY 3/5/12 NNMC-10 4 HVAC
B29P4H HVAC - TOO HOT - BLDG 10, RM 4165, 4059 EMERGENCY 3/9/12 NNMC-10 4 HVAC
B29P5Y HVAC - TOO HOT - BLDG 10, APU, RM 3111 EMERGENCY 3/9/12 NNMC-10 4 HVAC
B29VBT ELEC-CALL BELL MALFUNCTION EMERGENCY 3/14/12 NNMC-10 4 ELECTRICAL
B29XK3 HVAC-NO AIR FLOW EMERGENCY 3/16/12 NNMC-10 4 HVAC
B29XMN ELEC-REPLACE LIGHTS EMERGENCY 3/16/12 NNMC-10 4 ELECTRICAL
B2B25T HVAC - TOO HOT - BLDG 10, RM 6041, 6036, 6040 EMERGENCY 3/20/12 NNMC-10 4 HVAC
B29ZV3 HVAC-HOT TEMPERATURE EMERGENCY 3/20/12 NNMC-10 4
B2B2S8 ELEC - CALL SYSTEM - BLDG  10, 6TH FLOOR, MICC EMERGENCY 3/21/12 NNMC-10 4 ELECTRICAL
B2B2M8 ELEC - SECURITY DOOR - BLDG 10, DOOR 7011 EMERGENCY 3/21/12 NNMC-10 4 ELECTRICAL
B2B84N ELEC-REPAIR CALL BELL EMERGENCY 3/29/12 NNMC-10 4 ELECTRICAL
B2B83B PLUM - SHOWER LEAK - BLDG 10, RM 4011 EMERGENCY 3/29/12 NNMC-10 4 PLUMBING
B2BDBD PLUM-ICE MACHINE LEAKING EMERGENCY 4/3/12 NNMC-10 4 PLUMBING
B2BDBN HVAC-TOO HOT IN PATIENT ROOM EMERGENCY 4/3/12 NNMC-10 4 HVAC
B2BFF8 HVAC-ENTIRE AREA TOO COLD EMERGENCY 4/5/12 NNMC-10 4 HVAC
B2BFFD HVAC-TOO HOT EMERGENCY 4/5/12 NNMC-10 4 HVAC

B2BLC6 PLUM/ELEC - CLOG/LIGHT OUT - BLDG 10, 5 CENTER EMERGENCY 4/17/12 NNMC-10 4 PLUMBING

B2BJMT PLUM-NO HOT WATER - BLDG 10 RM 7071 EMERGENCY 4/12/12 NNMC-10 4 PLUMBING
B2BJPS PLUM - SHOWER HEAD - BLDG 10, RM 4276 EMERGENCY 4/12/12 NNMC-10 4 PLUMBING
B2BHXJ ELEC-PANEL ALARM SOUNDING EMERGENCY 4/8/12 NNMC-10 4 ELECTRICAL
B2BHWJ HVAC- PATIENT ROOM TOO WARM EMERGENCY 4/7/12 NNMC-10 4 HVAC
B2BHWT ELEC-MORGUE AND GALLIE ALARM IS GOING OFF EMERGENCY 4/7/12 NNMC-10 4 ELECTRICAL
B2BJ8N HVAC - TOO HOT - BLDG 10, RM 5056 EMERGENCY 4/11/12 NNMC-10 4 HVAC
B2BM7L PLUM - SHOWER LIGHT OUT - BLDG 10, RM 7220 EMERGENCY 4/19/12 NNMC-10 4 ELECTRICAL
B2BNM8 ELEC-POWER OUTAGE EMERGENCY 4/23/12 NNMC-10 ELECTRICAL
B2BNND ELEC-HILLROM CALLBELL MALFUNCTION EMERGENCY 4/23/12 NNMC-10 ELECTRICAL
B2BNLN ELEC-POWER OUTAGE - B-10 ROOM # 1119 EMERGENCY 4/23/12 NNMC-10 4 ELECTRICAL

B2BVD5
HVAC - WAY TOO HOT IN PATIENT ROOM - BLDG 10, RM 
3147

EMERGENCY 5/2/12 NNMC-10 4 HVAC

B2BVK3 LOCK - BROKEN LOCK IN PATIENT RM - BLDG 10, 5082 EMERGENCY 5/2/12 NNMC-10 4 LOCKS

B2CC6X UNKNOWN ALARM SOUNDING IN OFFICE. EMERGENCY 4/24/12 NNMC-10 2 ELECTRICAL
B2CD7Y PLUM-WATER LEAK EMERGENCY 4/29/12 NNMC-10 2 PLUMBING

B2CD9H
PLUM - FLOOD FROM UNKNOWN SOURCE - BLDG 10, 
RM 7214

EMERGENCY 5/21/12 NNMC-10 4 PLUMBING

B2CF65 LOCK-REPAIR CYPHER LOCK EMERGENCY 5/22/12 NNMC-10 3 LOCKS

B2CM5W ELEC - NO POWER - BLDG 10, 7023, 7021 EMERGENCY 6/4/12 NNMC-10 4 ELECTRICAL

B2CM5H PLUM-LEAK COMING FROM CEILING EMERGENCY 6/1/12 NNMC-10 2 HVAC
B2CM42 PLUM-WINDOW SEAL LEAK EMERGENCY 6/4/12 NNMC-10 2 PLUMBING
B2CM5L HVAC-TOO COLD IN PATIENT ROOM EMERGENCY 6/2/12 NNMC-10 2 HVAC
B2CM5M ELEC-NEED WELDING MACHINE HOOKED UP EMERGENCY 6/2/12 NNMC-10 2 ELECTRICAL
B2CM5T HVAC-TOO COLD. EMERGENCY 6/3/12 NNMC-10 2 HVAC

B2CM5X ELEC-SAFETY ISSUE - PLEASE CLOSE ELECTRICAL BOX EMERGENCY 6/3/12 NNMC-10 2 ELECTRICAL



J-1502000-05 Historical Service Orders FY12
DEFENSE HEALTH AGENCY

89 of 322

Work 
Order

Description Sub Work Type Location Priority Failure Class
Reported 

Date

B2CLG8 PLUM, GENM-Bldg. 10, Rm. 5183. Significant ceiling leak. EMERGENCY 6/1/12 NNMC-10 4 PLUMBING

B2CLLJ ELEC-POWER OUTAGE EMERGENCY 5/31/12 NNMC-10 2 ELECTRICAL
B2CLLM HVAC-PATIENT ROOM IS TOO HOT EMERGENCY 5/31/12 NNMC-10 2 HVAC
B2CLLR HVAC-PATIENT ROOM IS TOO HOT EMERGENCY 5/31/12 NNMC-10 2 HVAC
B2CLLZ PLUM-ICE MACHINE LEAKING, SLIP HAZARD EMERGENCY 6/1/12 NNMC-10 2 PLUMBING

B2CLN4 NEGATIVE ALARM ROOM - ALARM KEEPS SOUNDING - EMERGENCY 6/1/12 NNMC-10 4 HVAC

B2CYYV
HVAC-Bldg. 10, 4W, Rm. 415 (414). Negative pressure 
room (415) has air blowing into it from room next-door 
(414). Please fix; threatens patient care.

EMERGENCY 6/21/12 NNMC-10 1 HVAC

B2FLY8
ELEC-CALL BELL SYSTEM NOT WORKING FOR ENTIRE 
FLOOR

EMERGENCY 7/2/12 NNMC-10 2 ELECTRICAL

B2FY63
GENM-Bldg. 10, Rm. 6042. Ceiling tiles and lightbulbs 
need to be replaced.

EMERGENCY 7/13/12 NNMC-10 4 REPAIR

B2FY64 GENM-Bldg. 10, Rm. 3533. Door is broken. EMERGENCY 7/13/12 NNMC-10 4 REPAIR

B2FY6F PLUM-Bldg. 10, Rm. 6022. Handle on toilet is broken. EMERGENCY 7/13/12 NNMC-10 4 PLUMBING

B2GJCW HVAC-Bldg. 10, Rm. 4013. Too hot in patient room. EMERGENCY 7/19/12 NNMC-10 4 HVAC

B2GJD2 HVAC-Bldg. 10, Rm. 7218. Patient room too hot. EMERGENCY 7/19/12 NNMC-10 4 HVAC

B2GMYL PLUM - ACTIVE CEILING LEAK - BLDG 10, NEAR RM 4232 EMERGENCY 7/26/12 NNMC-10 4 PLUMBING

B2GMGX
HVAC - HIGH WATER TEMP ALARM - PATIENT CARE - 
BLDG 10, RMS 3513, 3514

EMERGENCY 7/26/12 NNMC-10 4 HVAC

B2GMSV
HVAC OR PLUM - PATIENT CARE - BLDG 10, APU, ALL OF 
3 EAST

EMERGENCY 7/26/12 NNMC-10 4 HVAC

B2GKHN HVAC-Bldg. 10, Rm. 4035. Too hot in patient room. EMERGENCY 7/23/12 NNMC-10 4 HVAC

B2GKNF
BKLG-Bldg. 10, 7NE, Rm. 7229. Lighbulb is out in patient 
bathroom. Patient safety issue.

EMERGENCY 7/23/12 NNMC-10 4 REPAIR

B2GXLP
FIRE DOORS - PTSD RELATED - BLDG 10, STAIRWAY 2 ON 
4TH DECK, STAIRWAY 3 ON 4TH DECK (INNER & OUTER 
DOORS)

EMERGENCY 8/2/12 NNMC-10 4 STRUCTURAL

B2H7PL ELEC-B-10 ROOM # 6058 - REPLACE BURNED OUT LIGHT EMERGENCY 4/26/12 NNMC-10 4 ELECTRICAL

B2H7PN
PLUM-B-10 ROOM # 6TH FLOOR HALLWAY LEADING TO 
OPERATING ROOM - ICA MACHINE LEAK

EMERGENCY 4/26/12 NNMC-10 4 PLUMBING

B2H7FG PLUM-B-10 ROOM # 5020 - FAUCET SPRAYING WATER EMERGENCY 4/24/12 NNMC-10 4 PLUMBING

B2H7FK
ELEC-B-7 ROOM # 1440 - REPLACE BURNED OUT 
ELECTRICAL OUTLET

EMERGENCY 4/24/12 NNMC-10 4 ELECTRICAL

B2H7FT
ALARM-B-10 ROOM # 1107 - EVAP ALARM SOUNDING 
FOR THE MORHUE/GALLEY.

EMERGENCY 4/24/12 NNMC-10 4 ELECTRICAL

B2H7GG
HVAC-B-10 ROOM # 3149 - NEGATIVE PRESSURE IN THE 
ROOM.

EMERGENCY 4/25/12 NNMC-10 4 HVAC

B2H7GS HVAC-B-10 ROOM # 3209 - PATIENT ROOM TOO HOT. EMERGENCY 4/25/12 NNMC-10 4 HVAC

B2JJ56 ELEC-B-10 ROOM # 1119 - POWER OUTAGE. EMERGENCY 4/27/12 NNMC-10 4 ELECTRICAL

B2JK29
HVAC-B-10 ROOM # 1ST FLOOR CDO DESK - COLD 
TEMPERATURE

EMERGENCY 5/20/12 NNMC-10 4 HVAC
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B2JJ6H HVAC-B-10 ROOM # 6069 - COLD TEMPERATURE. EMERGENCY 4/30/12 NNMC-10 4 HVAC

B2JK2D HVAC B-10 ROOM# 4077 - PATIENT ROOM TOO COLD. EMERGENCY 5/2/12 NNMC-10 4 HVAC

B2JK2H HVAC B-10 ROOM # 409 - PATIENT ROOM TOO COLD. EMERGENCY 5/2/12 NNMC-10 4 HVAC

B2JJ74 HVAC-B-10 ROOM # 315 - COLD TEMPERATURE EMERGENCY 4/30/12 NNMC-10 4 HVAC

B2JJ7F
HVAC-B-10 ROOM # 4143 AND 3294 - HOT NETWORK 
CLOSET

EMERGENCY 4/30/12 NNMC-10 4 HVAC

B2JJ7H
HVAC-B-10 ROOM # 7TH FLOOR EAST SIDE WHOLE 
FLOOR - COLD TEMPERATURE

EMERGENCY 4/28/12 NNMC-10 4 HVAC

B2JJ7L
HVAC-B-10 ROOM # 5TH FLOOR WEST SIDE - COLD 
TEMPERATURE

EMERGENCY 4/28/12 NNMC-10 4 HVAC

B2JJ7R
ELEC-B-10 ROOM # 6TH FLOOR NICU DEPARTMENT - 
FREEZER ALARM GOING OFF

EMERGENCY 4/28/12 NNMC-10 4 ELECTRICAL

B2JJ7V HVAC-B-10 ROOM # 3237 - HOT TEMPERATURE EMERGENCY 4/29/12 NNMC-10 4 HVAC

B2JJ84
ELEC- B-10 ROOM # 1ST FLOOR CDO DESK - POWER 
OUTAGE

EMERGENCY 4/29/12 NNMC-10 4 ELECTRICAL

B2JJ88
HAVC-B-10 ROOM # 4TH FLOOR EAST SIDE APU - COLD 
TEMPERATURE

EMERGENCY 4/29/12 NNMC-10 4 HVAC

B2JJ8R
hvac-b-10 room # 6th floor nicu department. - freezer 
alarm going off.

EMERGENCY 4/29/12 NNMC-10 4 HVAC

B2JKJR
HVAC - HOT CLOSET TOO HOT - AHU NOT WORKING - 
BLDG 10, RM 3166C

EMERGENCY 8/29/12 NNMC-10 4 HVAC

B2JPGJ PATIENT ROOM TOO HOT EMERGENCY 8/29/12 NNMC-10 4 HVAC
B2JPDK CLOGGED TOILET EMERGENCY 8/30/12 NNMC-10 4 PLUMBING
B2JPDM CLOGGED TOILET EMERGENCY 8/30/12 NNMC-10 4 PLUMBING
B2JPHD AREA TOO COLD EMERGENCY 8/31/12 NNMC-10 4 HVAC
B2JPHP PATIENT ROOM TOO HOT EMERGENCY 8/31/12 NNMC-10 4 HVAC
B2JPJ6 ROOM TOO COLD EMERGENCY 8/31/12 NNMC-10 4 HVAC
B2JVYZ PLUM - NO HOT WATER - NNMC-10, RM 5W 5181 EMERGENCY 9/11/12 NNMC-10 4 PLUMBING

B2JW52
LOCK PLATE COMING DETACHED - MED ROOM - BLDG 
10, RM 7142

EMERGENCY 9/12/12 NNMC-10 4 LOCKS

B2JWKS TOO HOT IN PATIENT ROOM EMERGENCY 9/11/12 NNMC-10 4 HVAC
B2JWLV PATIENT ROOM TOO COLD EMERGENCY 9/11/12 NNMC-10 4 HVAC
B2JXD6 HOT CALL IN ROOM FOR BABY EMERGENCY 8/27/12 NNMC-10 4 HVAC
B2JZD3 COLD CALL B-10 EMERGENCY 5/20/12 NNMC-10 1 HVAC

B2JZFJ DOOR WILL NOT OPEN ON MENTAL HEALTH UNIT B-10 EMERGENCY 6/11/12 NNMC-10 1

B2JZ97 HOT CALL B-10 EMERGENCY 9/20/12 NNMC-10 1 HVAC
B2JZ99 HOT CALL B-10 EMERGENCY 9/20/12 NNMC-10 1 HVAC

B2JZ9G
LOST KEYS AND NEEDS TO GET INTO THEIR LOCKER 
WANT US TO CUT LOCK B-10

EMERGENCY 9/20/12 NNMC-10 1 LOCKS

B2JZCH COLD CALL B-10 EMERGENCY 5/20/12 NNMC-10 1 HVAC
B2JZBL HOT CALL B-10 EMERGENCY 5/3/12 NNMC-10 1 HVAC
B2JZCD HOT CALL B-10 EMERGENCY 5/19/12 NNMC-10 1 HVAC
B2JZCK WATER LEAK IN PATIENT BATHROOM B-10 EMERGENCY 5/20/12 NNMC-10 1 REPAIR
B2JZCR HOT CALL B-10 EMERGENCY 5/20/12 NNMC-10 1 HVAC

B2K44N
GENM - MAIN DOOR TO PSYCH WARD VERY DIFFICULT 
TO CLOSE - BLDG 10, 7 WEST

EMERGENCY 9/26/12 NNMC-10 4 REPAIR

B2K2R2
PLUM - SINK FAUCET / TOILET SEAT REPAIR - NNMC-10, 
RM 5153A

EMERGENCY 7/28/12 NNMC-10 4 REPAIR

B2K577 ROOM TEMP TOO COLD BLDG 10 RM 3179 EMERGENCY 5/2/12 NNMC-10 1
B2K578 COLD CALL BLDG 10 1ST FLOOR EMERGENCY 5/2/12 NNMC-10 1
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B2K4Z2 BROKEN DOOR PATIENT ROOM, B-10, RM 5007 EMERGENCY 9/28/12 NNMC-10 4 LOCKS
B2K579 PATIENT ROOM TOO COLD BLDG 10 RM 4077 EMERGENCY 5/2/12 NNMC-10 1
B2K57B PATIENT ROOM TOO COLD BLDG 10 RM 409 EMERGENCY 5/2/12 NNMC-10 1
B2K7BH POWER OUT BLDG 10 RM 1100 EMERGENCY 5/3/12 NNMC-10 1
B2K7BP HOT CALL BLDG 10 6TH FLOOR EMERGENCY 5/3/12 NNMC-10 1
B2K79N HOT CALL BLDG 10 EMERGENCY 5/3/12 NNMC-10 1

B2K7B9
LOST KEYS AND NEEDS TO GET INTO THEIR LOCKER 
WANT US TO CUT LOCK-BLDG 10 FLOOR 7WEST

EMERGENCY 5/3/12 NNMC-10 1

B2K79R HOT CLOSET BLDG 10 EMERGENCY 5/3/12 NNMC-10 1
B2K7C4 STURC- CEILING TILES FALLING BLDG 10 RM 1868 EMERGENCY 5/4/12 NNMC-10 1
B2K7C9 TOILET OVERFLOWING BLDG 10 RM 3119 EMERGENCY 5/4/12 NNMC-10 1
B2KJ4B HVAC - WHOLE FLOOR IS TOO COLD EMERGENCY 10/8/12 NNMC-10 4 HVAC

B2KJ4C
STAFF LOCKED OUT OF SUPPLY CLOSET - NNMC-10, RM 
6025

EMERGENCY 10/8/12 NNMC-10 4 LOCKS

B2KJCL
ICE MACHINE IS NOT DRAINING. WATER LEAKING ONTO 
THE FLOOR BLDG 10 RM 4167

EMERGENCY 10/10/12 NNMC-10 1

B2KJCN FAUCET IS SHOOTING OUT WATER BLDG 10 RM 5002 EMERGENCY 10/10/12 NNMC-10 1

B2KJCY HOT CALL BLDG 10 RM 4065 EMERGENCY 10/10/12 NNMC-10 1
B2KJD4 POWER OUTAGE BLDG 10 HALLWAY EMERGENCY 10/10/12 NNMC-10 1
B2KJD7 LOSS OF POWER BLDG 10 RM 320B EMERGENCY 10/10/12 NNMC-10 1
B2KJD9 HOT CALL BLDG 10 RM 3147 EMERGENCY 10/10/12 NNMC-10 1
B2KJDC COLD CALL BLDG 66 ALL EMERGENCY 10/10/12 NNMC-10 1

B2KM8Z PATIENT TOILET IS BROKEN-SAFETY ISSUE B-10 RM-5002 EMERGENCY 10/15/12 NNMC-10 1

B2KM9H HOT CALL B-10 RM-6050 EMERGENCY 10/16/12 NNMC-10 1
B2KPLD FAUCET IS SHOOTING OUT WATER EMERGENCY 10/10/12 NNMC-10 4 PLUMBING
B2KPLP HAND SINK CLOGGED IN NURSES STATION EMERGENCY 10/12/12 NNMC-10 4 PLUMBING
B2LB58 COLD CALL B-10 RM-4051 -AH EMERGENCY 10/19/12 NNMC-10 1
B2LB8Y COLD CALL B-10 RM-5074 -AH EMERGENCY 10/20/12 NNMC-10 1

B2LBNC
WATER LEAK IN FRONT OF PATIENT ROOM B-10 RM-
CENTER NEAR 3239 -AH

EMERGENCY 10/20/12 NNMC-10 1

B2LBTF
HVAC ISSUES ON EAST SIDE B-10 RM-EAST SIDE OF 
BUILDING -AH

EMERGENCY 10/20/12 NNMC-10 1

B2LBTK COLD CALL B-10 RM-5105 -AH EMERGENCY 10/20/12 NNMC-10 1
B2LBTM CLOGGED SINK B-10 RM-6116A -AH EMERGENCY 10/21/12 NNMC-10 1
B2LG2N TOILET CLOGGED B-10 RM-347 -AH EMERGENCY 10/23/12 NNMC-10 1
B2LVWF Live WIRES, B-10. RM-4165 EMERGENCY 11/2/12 NNMC-10 4 ELECTRICAL
B2M2B5 LOSS OF POWER EMERGENCY 11/6/12 NNMC-10 4 ELECTRICAL
B2M2JY TOILET INOP B-10 RM-7071 EMERGENCY 11/7/12 NNMC-10 1 PLUMBING

B2M2S4
LOW HUMIDUTY: ADJUST BETWEEN 30-60% B-10 RM-
6036, 6040, 6042 -AH

EMERGENCY 11/7/12 NNMC-10 1 HVAC

B2LY9Z
CONFERENCE ROOM HAS A TOILET LEAKING B-10 RM-
5028A -AH

EMERGENCY 11/5/12 NNMC-10 1 PLUMBING

B2LYGX NEEDS BREAKER RESET B-10 RM-1100 -AH EMERGENCY 11/5/12 NNMC-10 1 ELECTRICAL
B2LYXT SHOWER WATER IS ICE COLD B-10 RM-7032 -AH EMERGENCY 11/5/12 NNMC-10 1 PLUMBING

B2LZCN
NOISE COMING FROM CEILING IN HALLWAY B-10 RM-
437E -AH

EMERGENCY 11/5/12 NNMC-10 1 REPAIR

B2LZD5 LOW HUMIDITY: ADJUST BETWEEN 30-60% B-10 -AH EMERGENCY 11/6/12 NNMC-10 1 REPAIR

B2LY44 WATER LEAK EMERGENCY 11/6/12 NNMC-10 4 PLUMBING
B263T6 HVAC- TOO COLD EMERGENCY 1/4/12 NNMC-10 4 HVAC
B263SM HVAC- TOO COLD EMERGENCY 1/4/12 NNMC-10 4 HVAC
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B263ZL GENM- BROKEN TOILET SEAT B10 EMERGENCY 1/4/12 NNMC-10 4 REPAIR
B26G93 GENM- CALL BELL EMERGENCY 1/9/12 NNMC-10 4 REPAIR
B2669B HVAC - HOT ROOMS - BLDG 10, RMS 4039, 4037 EMERGENCY 1/6/12 NNMC-10 4 HVAC
B266B2 HVAC - WAY TOO HOT - BLDG 10, RM 5056 EMERGENCY 1/6/12 NNMC-10 4 HVAC
B26GNB HVAC - TOO HOT - BLDG 10, RM 4067 EMERGENCY 1/9/12 NNMC-10 4 HVAC
B26GXY GENM- CALL BELL EMERGENCY 1/10/12 NNMC-10 4 REPAIR
B26H8K PLUM - CEILING LEAK - BLDG 10, RM 2002 EMERGENCY 1/10/12 NNMC-10 4 REPAIR
B26J5L GENM - FRIDGE LEAKING EMERGENCY 1/9/12 NNMC-10 4 REPAIR
B26J5P HVAC - HOT CLOSET EMERGENCY 1/9/12 NNMC-10 4 HVAC
B26J5F HVAC - TOO COLD EMERGENCY 1/9/12 NNMC-10 4 HVAC
B26J62 HVAC - TOO COLD EMERGENCY 1/9/12 NNMC-10 4 HVAC
B26J9N HVAC - COLD TEMP EMERGENCY 1/10/12 NNMC-10 4 HVAC
B26J9P GENM - CALL BELL SYSTEM KEEPS BEEPING EMERGENCY 1/10/12 NNMC-10 4 REPAIR
B26HZ8 GENM - WATER LEAK EMERGENCY 1/7/12 NNMC-10 4 PLUMBING
B26HZW GENM - NURSES CALL BELL NOT WORKING EMERGENCY 1/7/12 NNMC-10 4 REPAIR
B26J2K HVAC - HOT NETWORK CLOSET EMERGENCY 1/7/12 NNMC-10 4 HVAC
B26J4L GENM - TUBE SYSTEM ALARMING EMERGENCY 1/9/12 NNMC-10 4
B26JFM ELEC - LOSS OF POWER - BLDG 10, RM 1123 EMERGENCY 1/11/12 NNMC-10 4 ELECTRICAL

B27BDG HVAC - TOO HOT IN PATIENT ROOM - BLDG 10, RM 4075 EMERGENCY 1/17/12 NNMC-10 4 HVAC

B27BC4 ELEC- AIR FAN AHU-4 EMERGENCY 1/17/12 NNMC-10 4 ELECTRICAL
B27KBJ ELEC - LIGHT OUT - BLDG 10, RM 5008 EMERGENCY 1/26/12 NNMC-10 4 ELECTRICAL
B27LDN Automatic Tube System Alarm/Malfunction EMERGENCY 1/27/12 NNMC-10 4 REPAIR
B27L8S HVAC - Too Hot EMERGENCY 1/27/12 NNMC-10 1 HVAC
B27NZB HVAC - NEGATIVE PRESSURE ROOM - B10, R EMERGENCY 1/30/12 NNMC-10 4 HVAC
B27L84 ELEC - DOORS NOT OPENING - BLDG 10, RM 2104 EMERGENCY 1/27/12 NNMC-10 4 ELECTRICAL
B27LCC HVAC - NEGATIVE PRESSURE ALARM - B10, R5141 EMERGENCY 1/27/12 NNMC-10 4 HVAC
B27LGS ELEC - CALL BELL SYS - BLDG 10, RM 5135 EMERGENCY 1/27/12 NNMC-10 4 ELECTRICAL
B27LJB HVAC - TOO HOT - BLDG 10, RM 6053 EMERGENCY 1/27/12 NNMC-10 4 HVAC
B27PX2 HVAC - TOO COLD - BLDG 10, RM 3269 EMERGENCY 1/31/12 NNMC-10 4 HVAC
B27PXV HVAC - NEGATIVE PRESSURE ROOMS EMERGENCY 1/31/12 NNMC-10 4 HVAC
B27X26 HVAC - TOO HOT - BLDG 10, RM 4282 EMERGENCY 2/2/12 NNMC-10 4 HVAC
B27YT3 PLUM - Investigate water comming from EMERGENCY 2/7/12 NNMC-10 4 PLUMBING
B284K6 HVAC - TOO HOT - BLDG 10, RM 6006 EMERGENCY 2/9/12 NNMC-10 4 HVAC
B2826D HVAC - TOO COLD - BLDG 10, RM 3235 EMERGENCY 2/8/12 NNMC-10 4 HVAC
B28FGX ELEC - POWER OUTAGE - BLDG 10, 1119 EMERGENCY 2/13/12 NNMC-10 4 ELECTRICAL
B28L92 ELEC- ELECTRICAL BOX SHORTAGE EMERGENCY 2/15/12 NNMC-10 4 ELECTRICAL

B28L87 PLUM - BROKEN SHOWER HOLDER - BLDG 10, RM 7070 EMERGENCY 2/15/12 NNMC-10 4 PLUMBING

B28L6T HVAC - TOO HOT - BLDG 10, RM 5006 EMERGENCY 2/15/12 NNMC-10 4 HVAC
B28KWG HVAC- HOT TEMPERATURE EMERGENCY 2/15/12 NNMC-10 4 HVAC
B28KRV HVAC - TOO WARM - BLDG 10, 5 WEST EMERGENCY 2/15/12 NNMC-10 4 HVAC
B28LC4 HVAC-REPAIR PIT CONDENSATE PUMP EMERGENCY 2/16/12 NNMC-10 4 HVAC
B28NND HVAC- HOT TEMPERATURE EMERGENCY 2/21/12 NNMC-10 4 HVAC
B28NMZ HVAC - TOO HOT - BLDG 10,RM 5137 EMERGENCY 2/21/12 NNMC-10 4 HVAC
B28SJ9 PLUM - CAN'T SHUT WATER OFF - BLDG 2, RM 2426 EMERGENCY 2/24/12 NNMC-10 4 PLUMBING
B28SMT EMSS- ALARM EMERGENCY 2/24/12 NNMC-10 4 STRUCTURAL

B28SJZ
HVAC - 2 NEGATIVE PRESSURE ROOMS - 10, RMS 3245, 
3243

EMERGENCY 2/24/12 NNMC-10 4 HVAC

B28SLS CALL BELL SYS - BLDG 10, RM 6131 EMERGENCY 2/24/12 NNMC-10 4 ELECTRICAL
B298DM HVAC - TOO HOT - BLDG 10, RM 6040 EMERGENCY 2/28/12 NNMC-10 4 HVAC
B29D5K HVAC - ROOM TOO COLD EMERGENCY 2/24/12 NNMC-10 4
B29DT8 HVAC - TOO HOT - BLDG 10, RM 4258 EMERGENCY 3/2/12 NNMC-10 4 HVAC
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B29K9J HVAC-COLD TEMPERATURE EMERGENCY 3/5/12 NNMC-10 4 HVAC
B29DNM SYSTEM-REFRIGERATION ALARM PANEL EMERGENCY 3/2/12 NNMC-10 4 FCA_OTHER
B29D59 HVAC - AIR HANDLER UNIT IS DOWN EMERGENCY 2/26/12 NNMC-10 4 HVAC
B29D5C PLUM - Water is Brown EMERGENCY 2/25/12 NNMC-10 4 PLUMBING
B29D5D HVAC - A/C NOT WORKING EMERGENCY 2/26/12 NNMC-10 4
B29D5F HVAC - AHU System Hissing and Burning EMERGENCY 2/25/12 NNMC-10 4 HVAC
B29D5G LABOR - HOT NETWORK CLOSET EMERGENCY 2/25/12 NNMC-10 4 LABOR
B29D5H ELEC - POWER OUTAGE EMERGENCY 2/25/12 NNMC-10 4 ELECTRICAL
B29D5J LABOR - HOT NETWORK CLOSETS EMERGENCY 2/25/12 NNMC-10 4 LABOR
B29D5L HVAC -  TOO COLD EMERGENCY 2/24/12 NNMC-10 4 HVAC
B29D5M PLUM - WATER LEAK EMERGENCY 2/25/12 NNMC-10 4 PLUMBING
B29DG8 ELEC - CALL BELL SYSTEM EMERGENCY 2/24/12 NNMC-10 4 ELECTRICAL
B29V9M HVAC - VENT LEAKING WATER - BLDG 10, RM 4153 EMERGENCY 3/14/12 NNMC-10 4 HVAC
B29V82 HVAC-HOT NETWORK CLOSET EMERGENCY 2/21/12 NNMC-10 4 HVAC
B29V88 HVAC-HOT NETWORK CLOSET EMERGENCY 2/21/12 NNMC-10 4 HVAC
B29TPL HVAC-HOT TEMPERATURE EMERGENCY 2/21/12 NNMC-10 4 HVAC
B29VMR HVAC - TOO COOL / TOO HOT EMERGENCY 3/15/12 NNMC-10 4 HVAC
B29NNY PLUM - NO HOT WATER - BLDG 10, RM 4025 EMERGENCY 3/8/12 NNMC-10 4 PLUMBING
B29TLB HVAC-HOT TEMPERATURE EMERGENCY 3/13/12 NNMC-10 4 HVAC
B29TM2 HVAC-HOT NETWORK CLOSET EMERGENCY 2/21/12 NNMC-10 4 HVAC
B29TMJ HVAC-HOT TEMPERATURE EMERGENCY 2/21/12 NNMC-10 4 HVAC

B29NVT
HVAC - TOO HOT - BLDG 10, RMS 4059, 4067, 4295, 
4081

EMERGENCY 3/8/12 NNMC-10 4 HVAC

B29RKY HVAC - NEG PRESSURE ROOM - BLDG 10, RM 3243 EMERGENCY 3/12/12 NNMC-10 4 HVAC
B29MLG LOCK - BROKEN DOOR HANDLE EMERGENCY 3/6/12 NNMC-10 4 LOCKS

B29MNW HVAC - TOO COLD - BLDG 10, RM 6053, ALL NICU EMERGENCY 3/6/12 NNMC-10 4 HVAC

B29VHX HVAC-TOO HOT ON WHOLE FLOOR EMERGENCY 3/12/12 NNMC-10 1 HVAC

B29VJP SYSTEM-POSSIBLE FIRE HAZARD EMERGENCY 3/14/12 NNMC-10 4
FIRE 

PROTECTION
B29MV3 HVAC - TOO COLD EMERGENCY 3/5/12 NNMC-10 4 HVAC
B29W4J HVAC-Investigate AHUC System EMERGENCY 3/15/12 NNMC-10 1 HVAC
B29VX7 ELEC-MALFUNCTION HILLROM BELL EMERGENCY 3/15/12 NNMC-10 4 ELECTRICAL

B2B2RG
PLUM-LEAKING THROUGH CEILING, POD 4 LEAKING 
THROUGH ELECTRICAL OUTLET

EMERGENCY 3/20/12 NNMC-10 4 PLUMBING

B2B2RR HVAC-ENTIRE AREA TOO COLD EMERGENCY 3/20/12 NNMC-10 4 HVAC
B2B2VB HVAC - TOO HOT - BLDG 10, RM 6159 EMERGENCY 3/21/12 NNMC-10 4 HVAC
B2B2B7 HVAC-TOO HOT ON ENTIRE UNIT 5 CENTER EMERGENCY 3/19/12 NNMC-10 4 HVAC

B2B2BM
PLUM-TOILET OVERFLOWING. ALOT OF WATER ALL 
OVER THE FLOOR

EMERGENCY 3/19/12 NNMC-10 4 PLUMBING

B2B6GH HVAC - Too  Cold, Patient Rooms (APU) EMERGENCY 3/26/12 NNMC-10 4 HVAC
B2B6LY PLUM - Shower Clogged EMERGENCY 3/26/12 NNMC-10 4 PLUMBING
B2B6PW HVAC - Too Cold EMERGENCY 3/26/12 NNMC-10 4 HVAC
B2B6RK ELEC - Power Outage EMERGENCY 3/26/12 NNMC-10 4
B2B6YW HVAC- COLD TEMPERATURE EMERGENCY 3/27/12 NNMC-10 4 HVAC
B2BD3T HVAC - TOO COLD - BLDG 10, RM 7230, 7232, 7234 EMERGENCY 4/4/12 NNMC-10 4 HVAC

B2BCWK
GENM-DOORS TO RESIDENCE ARE HARD TO OPEN AND 
ALL TILES IN BATHROOMS ARE SLIPPERY

EMERGENCY 3/14/12 NNMC-10 4 REPAIR

B2BHBS HVAC-TOO HOT EMERGENCY 4/5/12 NNMC-10 4 HVAC
B2BDXF PLUM-WATER LEAKING FROM ICE MACHINE EMERGENCY 4/4/12 NNMC-10 4 PLUMBING
B2BDXG HVAC-NURSE CALL BELL SYSTEM DOWN EMERGENCY 4/4/12 NNMC-10 4 HVAC
B2BKV6 HVAC - TOO HOT - BLDG 10, 5 CENTER EMERGENCY 4/16/12 NNMC-10 4 HVAC
B2BL3K HVAC - TOO HOT IN OR 1 BLDG 10, MIC, RM 6036 EMERGENCY 4/17/12 NNMC-10 4 HVAC
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B2BKND ELEC-NO POWER AT FRONT DESK EMERGENCY 4/12/12 NNMC-10 4 ELECTRICAL
B2BKNH ELEC-NO POWER TO COMPUTERS EMERGENCY 4/12/12 NNMC-10 4 ELECTRICAL
B2BMWL PLUM - LEAKING TOILET - BLDG 10, RM 5169 EMERGENCY 4/20/12 NNMC-10 4 PLUMBING

B2BPLZ PLUM - BROKEN PATIENT TOILET - BLDG 10, RM 4150 EMERGENCY 4/25/12 NNMC-10 4 PLUMBING

B2BRB9 HVAC - TOO HOT - FAMILY IN ROOM - BLDG 10, RM 6169 EMERGENCY 4/26/12 NNMC-10 4 HVAC

B2BSWY ELEC-POWER OUTAGE EMERGENCY 4/18/12 NNMC-10 4 ELECTRICAL
B2BSX3 PLUM-SHOWER HEAD HAS FALLEN OFF EMERGENCY 4/18/12 NNMC-10 4 PLUMBING
B2BSX6 ELEC-POWER OUTAGE EMERGENCY 4/18/12 NNMC-10 4 ELECTRICAL
B2BSXB HVAC-HVAC ALARM SOUNDING EMERGENCY 4/18/12 NNMC-10 4 HVAC

B2BW7R HVAC - TOO HOT IN PATIENT ROOM - BLDG 10, RM 5006 EMERGENCY 5/3/12 NNMC-10 4 HVAC

B2BVY2
PLUM - NO HOT WATER IN PATIENT ROOM - BLDG 10, 
RM 4262

EMERGENCY 5/3/12 NNMC-10 4 PLUMBING

B2BWBP HVAC-TOO COLD AND HOT IN PATIENT ROOM EMERGENCY 5/3/12 NNMC-10 4 HVAC

B2BWBZ GENM - DOOR COMING OFF HINGE - BLDG 10, RM 7114 EMERGENCY 5/3/12 NNMC-10 4 STRUCTURAL

B2C9NS HVAC- COLD TEMP EMERGENCY 5/11/12 NNMC-10 2 HVAC
B2C9NZ LIGHTS ARE NOT WORKING IN PATIENT ROOM EMERGENCY 5/11/12 NNMC-10 2 ELECTRICAL
B2C9P4 BURNED OUT LIGHT IN BATHROOM EMERGENCY 5/11/12 NNMC-10 2 ELECTRICAL

B2C9G4
GENM-B-10 ROOM # 4001 - LIFE SAFETY - REPAIR FIRE 
EXIT DOOR.

EMERGENCY 5/17/12 NNMC-10 4 REPAIR

B2CF66 HVAC - TOO HOT IN MICC - BLDG 10, RM 6042 EMERGENCY 5/22/12 NNMC-10 4 HVAC

B2CKB7 PLUM - OVERFLOWING TOILET - BLDG 10, RM 5028A EMERGENCY 5/30/12 NNMC-10 4 PLUMBING

B2CN5J
LOCK - BROKEN LOCK - CAN'T GET IN OFFICE - BLDG 10, 
RM 5106

EMERGENCY 6/6/12 NNMC-10 4 LOCKS

B2CM75 PLUM-TOILET CLOGGED IN THE MICU EMERGENCY 6/3/12 NNMC-10 2

B2CRFJ
PLUM-Bldg. 9, basement lab, Rms. 0744 and 0745. 
Eyewash stations malfunctioning. See details.

EMERGENCY 6/8/12 NNMC-10 4 PLUMBING

B2CTGS LOCK - CIPHER LOCK BROKEN - BLDG 10, RM 7142 EMERGENCY 6/13/12 NNMC-10 4 LOCKS
B2CSV9 PLUM-TOILET OVERFLOWING EMERGENCY 4/15/12 NNMC-10 3 PLUMBING

B2CSW3
PLUM-B-10 ROOM # 7235A - TOILET CONTINOUSLY 
FLUSHING

EMERGENCY 6/12/12 NNMC-10 4 PLUMBING

B2CT6S HVAC-B-10 ROOM # 4TH FLOOR NURSING STATION. EMERGENCY 6/10/12 NNMC-10 4 REPAIR

B2CT8C
ELEC-B-10 ROOM  # 6019A - REPLACE BURNED OUT 
LIGHTS.

EMERGENCY 6/11/12 NNMC-10 4 ELECTRICAL

B2CT96 HVAC-B-10 ROOM # 3166 - HOT NETWORK CLOSET EMERGENCY 6/11/12 NNMC-10 4 HVAC

B2CT9H
PLUM-B-10 ROOM # 6TH FLOOR NICU - TOILET WILL 
NOT FLUSH

EMERGENCY 6/11/12 NNMC-10 4 PLUMBING

B2CX58 HVAC-Bldg. 10, Rm. 4009. Too hot in patient room. EMERGENCY 6/19/12 NNMC-10 4 HVAC

B2CX4S HVAC-Bldg. 10, Rm. 3173. Patient room is too cold. EMERGENCY 6/19/12 NNMC-10 4 HVAC

B2CX6B HVAC-Bldg. 10, Entire 4th Floor. Too cold. EMERGENCY 6/19/12 NNMC-10 4 HVAC

B2CX6P
PLUM-Bldg. 10, Hallway, 7th Floor. PIPES SOUND AS IF 
THEY ARE GOING TO EXPLODE-PLEASE INVESTIGATE.

EMERGENCY 6/19/12 NNMC-10 4 PLUMBING

B2DZLX ELEC-Bldg. 10, Rm. 1101. Power out. EMERGENCY 6/28/12 NNMC-10 4 ELECTRICAL

B2DZLZ
GENM-Bldg. 10, Rm. 6133. Loud noise coming from 
ceiling.

EMERGENCY 6/28/12 NNMC-10 4
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B2DZM3
GENM-Bldg. 10, Main Entrance. POC smells unidentified 
substance.

EMERGENCY 6/28/12 NNMC-10 4 REPAIR

B2DZM8
GENM-Bldg. 10, 4E Nurse's Station. HEAVY KNOCKING 
NOISE IN CEILING BOTHERING PATIENTS.

EMERGENCY 6/28/12 NNMC-10 4 REPAIR

B2F89S BKLG-Bldg. 10, Rm. 5101. Bathroom light is out. EMERGENCY 6/28/12 NNMC-10 4 REPAIR
B2F89Y HVAC-Bldg. 10, Rm. 4258. Patient room too hot. EMERGENCY 6/28/12 NNMC-10 4 HVAC

B2F8B3
GENM-Bldg. 10, Rm. 3267. Secure toilet seat for the 
patient.

EMERGENCY 6/28/12 NNMC-10 4 REPAIR

B2FVK2 PLUM-Bldg. 10, Rm. 3147. Toilet overflowing. EMERGENCY 7/10/12 NNMC-10 4 PLUMBING

B2FVJP
PLUM-Bldg. 10, 6103 and 6105. Rooms smell like 
sewage. Please investigate.

EMERGENCY 7/10/12 NNMC-10 4 PLUMBING

B2FVMK
HVAC-Bldg. 10, Rm. 363. Patient room is too hot. Patient 
is post-operative.

EMERGENCY 7/10/12 NNMC-10 4 HVAC

B2FV96 HVAC-Bldg. 10, Rm. 5080. Room is too cold. EMERGENCY 7/10/12 NNMC-10 4 HVAC
B2FV9F PLUM-Bldg. 10, Rm. 7069. Toilet clogged. EMERGENCY 7/10/12 NNMC-10 4 PLUMBING

B2FV9M
ELEC-Bldg. 10, Rm. 6062. OUTLET 6612-15 
MALFUNCTIONING. NO HOT WATER.

EMERGENCY 7/10/12 NNMC-10 4 ELECTRICAL

B2FV9X
HVAC-Bldg. 10, 4120B,5120B,3120B. Hot network 
closets.

EMERGENCY 7/10/12 NNMC-10 4 HVAC

B2FVCP PLUM-Bldg. 10, Rm. 3057. Toilet clogged. EMERGENCY 7/10/12 NNMC-10 4 PLUMBING

B2FVBM HVAC-Bldg. 10, Rm. 4256. Too hot in patient room. EMERGENCY 7/10/12 NNMC-10 4 HVAC

B2FVBV HVAC-Bldg. 10, Rm. 4073. Too hot in patient room. EMERGENCY 7/10/12 NNMC-10 4 HVAC

B2FV9Y HVAC - TOO HOT IN MICC - BLDG 10, RM 6042 EMERGENCY 7/10/12 NNMC-10 4 HVAC
B2FV7D PLUM-Bldg. 10, Rm. 3119. Toilet overflowing. EMERGENCY 7/10/12 NNMC-10 4 PLUMBING
B2FV7X BKLG-Bldg. 10, Rm. 5101. Bathroom light is out. EMERGENCY 7/10/12 NNMC-10 4 REPAIR
B2FV88 HVAC-Bldg. 10, Rm. 4258. Patient room too hot. EMERGENCY 7/10/12 NNMC-10 4

B2FV8L GENM-Bldg 10, Rm. 3267. Secure toilet seat for patient. EMERGENCY 7/10/12 NNMC-10 4 REPAIR

B2FV8P HVAC-Bldg. 10, Rm. 5002. Too hot in patient room. EMERGENCY 7/10/12 NNMC-10 4 HVAC

B2FV8R HVAC-Bldg. 10, Rm. 4216. Too cold in patient room. EMERGENCY 7/10/12 NNMC-10 4 HVAC

B2FSYC
NNMC-10, Bldg. 10, 7W, Rm. 7226. Door will not lock. 
Major security and health hazard.

EMERGENCY 7/9/12 NNMC-10 4 LOCKS

B2FVHT
ELEC-B-10 ROOM # 3RD FLOOR  3010 - BATHROOM 
LIGHTS ARE OUT

EMERGENCY 5/10/12 NNMC-10 4 ELECTRICAL

B2FVHX HVAC B-10 ROOM # 5066 - TEMPERATURE TOO COLD. EMERGENCY 5/10/12 NNMC-10 4 HVAC

B2FVH3 HVAC-B-10 ROOM # 2ND FLOOR  - COLD TEMPERATURE EMERGENCY 5/5/12 NNMC-10 4 HVAC

B2FTVZ
PLUM-Bldg.10, Rm. 1007B. Tiolet has terrible leak, 
flooding into main room.

EMERGENCY 7/9/12 NNMC-10 2 PLUMBING

B2FVH6 HVAC-B-10 ROOM # 5016 - COLD TEMPERATURE EMERGENCY 5/10/12 NNMC-10 4 HVAC

B2FVH8
GENM-B-10 ROOM # 1ST FLOOR PATIENT 
ADMINISTRATION LOCKER 21 - REMOVE LOCK FROM 
LOCKER

EMERGENCY 5/10/12 NNMC-10 4 REPAIR

B2FZ4N
ELEC-Bldg. 10, Nurse Desk, West. Nurse call bell system 
is down.

EMERGENCY 7/16/12 NNMC-10 4 ELECTRICAL
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B2FZBC
ELEC-Bldg. 10, 4C, Rm. 4256. Code blue light is stuck in 
"on" position. Significant threat to resources for patient 
care.

EMERGENCY 7/16/12 NNMC-10 4 ELECTRICAL

B2FZBT PLUM-Bldg. 10, Rm. 5069. Water leak. EMERGENCY 7/16/12 NNMC-10 4 PLUMBING
B2FZC8 PLUM-Bldg. 10, Rm. 5145. Toilet clogged. EMERGENCY 7/16/12 NNMC-10 4 PLUMBING
B2FZC9 HVAC-Bldg. 10, Rm. 5111. Room too cold. EMERGENCY 7/16/12 NNMC-10 4 HVAC
B2FZCL HVAC-Bldg. 10, Rm. 4244. Room too hot. EMERGENCY 7/16/12 NNMC-10 4 HVAC
B2FYY3 HVAC-Bldg. 10, Rm. 6066. Room is too hot. EMERGENCY 7/16/12 NNMC-10 4 HVAC
B2FYYJ HVAC-Bldg. 10, Rm. 3166B. Hot network closet. EMERGENCY 7/16/12 NNMC-10 4 HVAC

B2FYYR
ELEC-Bldg. 10, Rm. 1100. Breaker leading to computers 
needs to be reset.

EMERGENCY 7/16/12 NNMC-10 4 ELECTRICAL

B2FYZW ELEC-Bldg. 10, ALL. Unknown alarm sounding. EMERGENCY 7/16/12 NNMC-10 4 ELECTRICAL

B2FZ29
ELEC-Bldg. 10, Hallway, West. LOW TEMP ALARM ON 
FREEZER IN THE NICU.

EMERGENCY 7/16/12 NNMC-10 4 ELECTRICAL

B2FZ2D
PLUM-Bldg. 10, Rm. 5117. Toilet will not flush in patient 
room.

EMERGENCY 7/16/12 NNMC-10 4 PLUMBING

B2FZ2T Plum-Bldg. 10, Rm. 5082. Water leak in the shower. EMERGENCY 7/16/12 NNMC-10 4 PLUMBING

B2GK3C
GENM - repair/replace door closer - PSYCH WARD - 
BLDG 10, Door 7006

EMERGENCY 7/20/12 NNMC-10 4 STRUCTURAL

B2GJY8
ELEC - BUZZING (ALARM?) FROM STAIRWELL - PATIENT 
CARE (PSYCH WARD) - BLDG 10, STAIRWELL 1

EMERGENCY 7/20/12 NNMC-10 4 ELECTRICAL

B2GJYK
HVAC - LOUD ALARM SOUNDING - NICU - BLDG 10, RM 
6167

EMERGENCY 7/20/12 NNMC-10 4 HVAC

B2GJSR PLUM-Bldg. 10, Rm. 6020. Clogged sink. EMERGENCY 7/19/12 NNMC-10 4 PLUMBING

B2GMY7
GENM-Bldg. 10, 7W, Entire Wing. Doors need to be 
lubricated; patients complaining about noise.

EMERGENCY 7/26/12 NNMC-10 4 REPAIR

B2GNDC
PLUM - REPLACE TOILET SEAT - PATIENT BATHROOM - 
BLDG 10, RM 3179

EMERGENCY 7/27/12 NNMC-10 4 PLUMBING

B2GKRW
ELCON-Bldg. 10, Elevator #6. Stuck on 1st Floor, doors 
open.

EMERGENCY 7/23/12 NNMC-10 4 CONVEYING

B2HC4K
HVAC - NEGATIVE PRESSURE ROOM - PATIENTS IN BOTH 
ISOLATION ROOMS - BLDG 10, RM 3243

EMERGENCY 8/13/12 NNMC-10 4 HVAC

B2H7J7 PLUM-B-10 ROOM # 5072 - NO  HOT WATER EMERGENCY 4/20/12 NNMC-10 4 PLUMBING

B2H7J9
ALARM-B-10 ROOM # 1127 - CARBON DIOXIDE ALARM 
GOING OFF.

EMERGENCY 4/20/12 NNMC-10 4 ELECTRICAL

B2HCB9
GENM - FIRE DOOR WON'T OPEN - NICU - BLDG 10, 
DOOR 6164

EMERGENCY 8/13/12 NNMC-10 4 STRUCTURAL

B2H7JG
LOCKS-B-10 ROOM # 7 WEST - NEED CODE CHANGED 
ON DOOR ASAP.

EMERGENCY 4/21/12 NNMC-10 4 LOCKS

B2H7K8
PLUM-B-10 ROOM # 3185 - REPAIR ICE MACHINE 
OVERFLOWING

EMERGENCY 4/21/12 NNMC-10 4 PLUMBING

B2H54Y
ELEC-SAFETY HAZARD-ELECTRICAL OUTLET NEEDS TO BE 
GROUNDED.

EMERGENCY 8/6/12 NNMC-10 4 ELECTRICAL

B2H5ZY HVAC - TOO WARM IN MICC OR3 - BLDG 10, RM 6042 EMERGENCY 8/8/12 NNMC-10 4 HVAC

B2HNZG
PLUM - LEAKING SINK - DRIPPING TO FLOOR - BLDG 10, 
RM 6106 (NURSERY)

EMERGENCY 8/16/12 NNMC-10 4 PLUMBING

B2JLVX elec-B-10-RM B0104-Mechanical Room EMERGENCY 8/31/12 NNMC-10 4
B2JLDL Plum-Clogged Toilet filled with waste EMERGENCY 8/30/12 NNMC-10 4 PLUMBING
B2JM9V TOO WARM EMERGENCY 8/30/12 NNMC-10 4 HVAC
B2JM9X TOO COOL IN PATIENTS ROOM EMERGENCY 8/30/12 NNMC-10 4 HVAC
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B2JM9K TOO HOT. EMERGENCY 8/25/12 NNMC-10 4 HVAC
B2JR4Y LOSS OF POWER EMERGENCY 9/4/12 NNMC-10 4 ELECTRICAL
B2JSNX TOO HOT IN PATIENT ROOM EMERGENCY 9/5/12 NNMC-10 4 HVAC
B2JPLG PATIENT ROOM TOO HOT EMERGENCY 8/31/12 NNMC-10 4 HVAC
B2JSN5 Patient room too cold EMERGENCY 9/4/12 NNMC-10 4 HVAC
B2JSN9 SHOWER NOT DRAINING IN PATIENT ROOM EMERGENCY 9/5/12 NNMC-10 4 PLUMBING
B2JSNH TOILET OVERFLOWING EMERGENCY 9/5/12 NNMC-10 4 PLUMBING
B2JSNP TOO COLD IN PATIENT ROOM EMERGENCY 9/5/12 NNMC-10 4 HVAC
B2JSP5 ROOM TOO HOT CVH # 40231 EMERGENCY 9/5/12 NNMC-10 4 HVAC
B2JPN9 TOO HOT IN PATIENT ROOM EMERGENCY 9/1/12 NNMC-10 4 HVAC
B2JSNS TOO COLD IN PATIENT ROOM EMERGENCY 9/5/12 NNMC-10 4 HVAC

B2JRJP
ELEC-B-10 ROOM # 6131 - LIGHT OUTAGE IN PATIENT 
RESTROOM

EMERGENCY 5/11/12 NNMC-10 4 ELECTRICAL

B2JSL9
HVAC-B-10 ROOM # 5002,5004,5006 - HOT 
TEMPERATURE

EMERGENCY 5/13/12 NNMC-10 4 HVAC

B2JSM4 HVAC-B-10 ROOM # 5040 - HOT TEMPERATURE EMERGENCY 5/12/12 NNMC-10 4 HVAC
B2JSN4 PLUM-B-10 ROOM # 4233 - CLOGGED TOILET EMERGENCY 9/6/12 NNMC-10 4 PLUMBING

B2JSN8 LOCKS-B-10 ROOM # 4142 - DOOR LOCK MALFUNCTION EMERGENCY 5/12/12 NNMC-10 4 LOCKS

B2JSP6 ELEC-B-10 ROOM # 3115- POWER OUTAGE EMERGENCY 5/17/12 NNMC-10 4 ELECTRICAL

B2JSPB
ELEC-B-10 ROOM # 5105 - REPAIR CALL BELL SYSTEM 
MALFUNCTIONING

EMERGENCY 5/17/12 NNMC-10 4 ELECTRICAL

B2JPTY TOO HOT IN PATIENT ROOM EMERGENCY 9/1/12 NNMC-10 3 HVAC
B2JPV6 TOO COLD IN PATIENT ROOM EMERGENCY 9/1/12 NNMC-10 4 HVAC
B2JPXC BREAKERS TO COMPUTERS NEEDS TO BE RESET EMERGENCY 9/3/12 NNMC-10 4 ELECTRICAL
B2JPRV HOT CALL EMERGENCY 9/4/12 NNMC-10 4 HVAC
B2JR4B PATIENT ROOM TOO HOT EMERGENCY 9/3/12 NNMC-10 4 HVAC
B2JPXN HOT NETWORK CLOSET - NNMC-10, RM 4143 EMERGENCY 8/25/12 NNMC-10 4 HVAC
B2JR2M TOO HOT IN THE MICU - NNMC-10, SUITE 2 EMERGENCY 8/25/12 NNMC-10 4 HVAC

B2K37Z
HOT CALL - HALLWAYS AND NURSE STATION TOO HOT - 
PEDS WARD, BLDG 10, 3 WEST

EMERGENCY 9/25/12 NNMC-10 4 HVAC

B2KBNZ
OUTLET 6612-15 MALFUNCTIONING. NO HOT WATER. 
BLDG 10 RM 6062

EMERGENCY 5/6/12 NNMC-10 1

B2KBP7
HOT NETWORK CLOSET. BLDG 10 RM 4120B, 5120B, 
3120B

EMERGENCY 5/6/12 NNMC-10 1

B2KBPF HOT CALL BLDG 10 RM 4256 EMERGENCY 5/6/12 NNMC-10 1
B2K7CS LIGHT OUT BLDG 10 RM 5101 BATHROOM EMERGENCY 5/4/12 NNMC-10 1
B2K7CY HOT CALL BLDG 10 RM 4258 EMERGENCY 5/4/12 NNMC-10 1

B2K7D5
SECURE TOILET SEAT FOR THE PATIENT BLDG 10 RM 
3267

EMERGENCY 5/5/12 NNMC-10 1

B2K7DC HOT CALL BLDG 10 RM 5002 EMERGENCY 5/5/12 NNMC-10 1
B2K7DL COLD CALL BLDG 10 RM 2101 EMERGENCY 5/5/12 NNMC-10 1
B2K7DN COLD CALL BLDG 10 RM 4216 EMERGENCY 5/5/12 NNMC-10 1
B2K7DS COLD CALL BLDG 10 RM 5080 EMERGENCY 5/5/12 NNMC-10 1
B2K7F2 TOILET CLOGGED BLDG 10 RM 7069 EMERGENCY 5/5/12 NNMC-10 1
B2K7F5 HOT CALL BLDG 10 RM 4073, 4165 EMERGENCY 5/6/12 NNMC-10 1

B2KBR2
NEEDS A PLUMMER TO COME AND FIX THE PIPE IN THE 
BATHROOM THAT CONTROLS THE WATER TO THE TUB 
BLDG 10 4CTR 4041

EMERGENCY 10/4/12 NNMC-10 1

B2KBR3
LIGHT BURNT OUT IN PATIENT'S ROOM BLDG 10 RM 
5E5117

EMERGENCY 10/4/12 NNMC-10 1

B2KJS7
DRIPPING WATER FROM BACK OF TOILET IN PATIENTS 
BATHROOM BLDG 10 RM 4250

EMERGENCY 10/11/12 NNMC-10 1
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B2KJSC TOILET BROKEN IN PATIENT ROOM BLDG 10 RM 6002 EMERGENCY 10/12/12 NNMC-10 1

B2KJW2 MALE HEAD FLOODING, NNMC-10, RM 1018 EMERGENCY 10/9/12 NNMC-10 4 PLUMBING
B2KK9P COLD CALL BLDG 10 MICU EMERGENCY 10/13/12 NNMC-10 1

B2LNNK HOT CALL B-10 RM-NURSES STATION AND HALLWAY -AH EMERGENCY 10/24/12 NNMC-10 1

B2LHMZ ACTIVE CEILING LEAK IN MICC - BLDG  10, RM 6042 EMERGENCY 10/24/12 NNMC-10 4 REPAIR
B2LPS3 Toilet Overflow, B-10A, RM-100 -AH EMERGENCY 10/26/12 NNMC-10 1 PLUMBING
B2LPR4 HOT CALL B-10 RM-4061 & 4063 -AH EMERGENCY 10/26/12 NNMC-10 1

B2LPTB
TOILET OVER FLOWING B-10 WOMENS LOCKER ROOM -
AH

EMERGENCY 10/24/12 NNMC-10 1

B2LPTC CLOGGED TOILET B-10 RM-4031 -AH EMERGENCY 10/25/12 NNMC-10 1

B2LR8L
ACTIVE CEILING LEAK IN PATIENT ROOM - BLDG 10, RM 
6004

EMERGENCY 10/26/12 NNMC-10 4 STRUCTURAL

B2LHVR NO LIGHTS IN PATIENT ROOM B-10 RM-1124 EMERGENCY 10/24/12 NNMC-10 1

B2LPS9
DOOR TO PSYCH WARD NOT LATCHING - BLDG 10, 
ENTRY ROOM

EMERGENCY 10/26/12 NNMC-10 4 REPAIR

B2LTG2 TOILET CLOGGED IN PATIENT ROOM EMERGENCY 10/29/12 NNMC-10 4 PLUMBING

B2LT5P
POWER OUTAGE - ALL CDO DESK AND PATIENT ADMIN - 
BLDG 10, MAIN LOBBY

EMERGENCY 10/31/12 NNMC-10 4 ELECTRICAL

B2LTBG
CARPET IS SOAKED, INVESTIGATE, REPAIR B-10 RM-
1119W -AH

EMERGENCY 10/30/12 NNMC-10 1 REPAIR

B2LTC2
STANDING WATER DUE TO LEAK FROM WINDOW B-10 
RM-3228 -AH

EMERGENCY 10/30/12 NNMC-10 1 PLUMBING

B2LTBD
WINDOW SEAL ARE LEAKING AND WATER LEAKING ON 
EQUIPMENT. B-10 RMS 3133,3196,3153,3147,3193 -AH

EMERGENCY 10/30/12 NNMC-10 1 REPAIR

B2LTNY CALL BUTTON INOP B-10 RM-5072W -AH EMERGENCY 10/26/12 NNMC-10 1 REPAIR

B2LTT2
ALARM SOUNDING, SYSTEM MALFUNCTIONING AND 
READING LOW PRESSURE B-10 RM-1127 -AH

EMERGENCY 10/28/12 NNMC-10 1 REPAIR

B2LTTW CEILING LEAK BY EAST TRANSPORT ELEVATOR B-10 -AH EMERGENCY 10/29/12 NNMC-10 1 PLUMBING

B2LTVY
WATER COMING THROUGH VENT SYSTEM B-10 RM-
4003 & 4173 -AH

EMERGENCY 10/29/12 NNMC-10 1 PLUMBING

B2LW64 POWER OUT B-10 RM-108E -AH EMERGENCY 11/1/12 NNMC-10 1 ELECTRICAL
B2LW67 NO POWER B-10 RM-1100 -AH EMERGENCY 11/1/12 NNMC-10 1 ELECTRICAL

B2LW68 LOUD NOISE COMING FROM THE CEILING B-10 4EAST EMERGENCY 11/2/12 NNMC-10 1 REPAIR

B2LVXL ROOF LEAKING B-10 RM-6018 -AH EMERGENCY 10/31/12 NNMC-10 1 PLUMBING
B2LW25 Negative Pressure, B-10, RM-5103 EMERGENCY 11/2/12 NNMC-10 4 HVAC

B2LXGS
WATER ON FLOOR BY WEST ELEVATORS. PLEASE CLEAN 
UP B-10 -AH

EMERGENCY 11/5/12 NNMC-10 1 PLUMBING

B2LXGW
BURNING SMELL, INVESTIGATE AND FIX B-10 RM-3228 -
AH

EMERGENCY 11/2/12 NNMC-10 1

B2LXJY DOOR TO MED ROOM WON'T LOCK B-10 RM-4132C -AH EMERGENCY 11/2/12 NNMC-10 1 LOCKS

B2LVY8 BAD BURNING SMELL, INVESTIGATE B-10 5 WEST -AH EMERGENCY 10/31/12 NNMC-10 1 REPAIR

B2LXK4 PATIENT SHOWER IS FLOODED B-10 RM-7028 -AH EMERGENCY 11/3/12 NNMC-10 1 PLUMBING

B2LXKV
PANTRY HAS A SINK THAT'S LEAKING ON 4 WEST B-10 
RM-4112 -AH

EMERGENCY 11/3/12 NNMC-10 1 REPAIR

B2M3VY LEAK IN PATIENT TOILET B-10 RM-5173 EMERGENCY 11/9/12 NNMC-10 1 PLUMBING
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B2M3WL PRESSURIZED ROOM ALARM GOING OFF B-10 RM-5143 EMERGENCY 11/9/12 NNMC-10 1 HVAC

B2M35C CALL BELL SYSTEM IS NOT WORKING B-10 RM-5038 -AH EMERGENCY 11/7/12 NNMC-10 1 REPAIR

B2M364 ICE MACHINE IS NOT PRODUCING ICE B-10 RM-5041 -AH EMERGENCY 11/7/12 NNMC-10 1 PLUMBING

B2M434
LOSS OF POWER TO SEVERAL ROOMS. SEE POC FOR 
EXACT LOCALE B-10 RM-1008 -AH

EMERGENCY 11/9/12 NNMC-10 1

B2M435
PNEUMATIC TUBE STUCK, PATIENTS BLOOD IS STUCK IN 
THERE B-10 RM-3W -AH

EMERGENCY 11/8/12 NNMC-10 1

B2M437 CALL BELL NOT WORKING B-10 RM-6002 & 6010 -AH EMERGENCY 11/8/12 NNMC-10 1 REPAIR

B2M4FX POWER OUT, NNMC-10,RM 1101 AH EMERGENCY 11/8/12 NNMC-10 4 ELECTRICAL
B2M4G3 NO POWER TO OUTLETS -AH EMERGENCY 11/8/12 NNMC-10 4 ELECTRICAL

B2M5BD
NO POWER TO OUTLET THAT CONTROLS THE PRINTER 
TO THE COMPUTER B-10 RM-1100 -AH

EMERGENCY 11/15/12 NNMC-10 1 ELECTRICAL

B2M4G6
DOOR WONT LOCK TO MEDICAL ROOM B-10 RM-4132 -
AH

EMERGENCY 11/9/12 NNMC-10 1 LOCKS

B2M4G8 TRIPPED BREAKER B-10 RM-1100 -AH EMERGENCY 11/10/12 NNMC-10 1 ELECTRICAL
B2M4GC POWER OUTAGE B-10 FRONT DESK -AH EMERGENCY 11/10/12 NNMC-10 1 ELECTRICAL
B2M4GN TOILET IS FLOODED B-10 RM-1100 -AH EMERGENCY 11/10/12 NNMC-10 1 PLUMBING

B2M4GV
CALL BELL SYSTEM CONTINUES TO SOUND IN ALL 
ROOMS B-10 RM-5EAST -AH

EMERGENCY 11/10/12 NNMC-10 1 REPAIR

B2M4GZ
PATIENT CALL BELL SYSTEM NOT WORKING B-10 RM-
5006 -AH

EMERGENCY 11/11/12 NNMC-10 1 REPAIR

B2M4H3 TOILET WON'T STOP FLUSHING. B-10 RM-4166 -AH EMERGENCY 11/11/12 NNMC-10 1 PLUMBING

B2M4H5
ICE MACHINE IS MAKING A LOUD GRINDING NOISE B-10 
RM-5017 -AH

EMERGENCY 11/12/12 NNMC-10 1 REPAIR

B2M4H6
SINK LEAKS WHEN WATER RUNS, LEAK IS UNDERNEATH 
SINK B-10 RM-1018 -AH

EMERGENCY 11/12/12 NNMC-10 1 PLUMBING

B2M4H7 PATIENT TOILET STOPPED UP B-10 RM-5WEST -AH EMERGENCY 11/13/12 NNMC-10 1 PLUMBING

B2MNWN
CALL BELL SYSTEM ISNT WORKING PROPERLY IN A 
PATIENTS ROOM B-10 RM-5050 -AH

EMERGENCY 11/15/12 NNMC-10 1 ELECTRICAL

B2MP73
TOILET CLOGGED IN FEMALE LOCKER ROOM B-10 RM-
5132 -AH

EMERGENCY 11/17/12 NNMC-10 1 PLUMBING

B2MRTS
APU HAS A CLOGGED SINK-USED FOR PATIENT CARE B-
10 RM-3018 -AH

EMERGENCY 11/20/12 NNMC-10 1 PLUMBING

B2MRTV
SAFETY ISUE- GLASS DOORS SLAMMING @ GARAGE 
ENTRANCE

EMERGENCY 11/20/12 NNMC-10 1 REPAIR

B2MRW5 DOOR LOCKING PEOPLE IN B-10 RM-7055 EMERGENCY 11/21/12 NNMC-10 1 REPAIR

B2MR3J TOILET WONT FLUSH FROM HANDLE B-10 RM-3238 -AH EMERGENCY 11/19/12 NNMC-10 1 PLUMBING

B2MR3L
NO POWER TO COMPUTER IN THE CDO DESK B-10 RM-
1101 -AH

EMERGENCY 11/19/12 NNMC-10 1 ELECTRICAL

B2MR3P
NO WATER COMING OUT OF WATER MACHINE B-10RM-
4167E -AH

EMERGENCY 11/19/12 NNMC-10 1 PLUMBING

B2MR3S LIGHTS OUT IN PATIENT ROOM B-10 RM-5C12 -AH EMERGENCY 11/19/12 NNMC-10 1 ELECTRICAL
B2MR3X NO POWER B-10 RM-1100 -AH EMERGENCY 11/20/12 NNMC-10 1 ELECTRICAL
B2MSLY TOILET WON'T FLUSH B-10 RM-3267C -AH EMERGENCY 11/21/12 NNMC-10 1 PLUMBING
B2MSLZ PLUM - TOILET WILL NOT FLUSH B-10 RM-3267 -AH EMERGENCY 11/22/12 NNMC-10 1 PLUMBING

B2MSVP
CALL BELL SYSTEM DOWN ON THE ENTIRE UNIT B-10 ALL 
ROOMS -AH

EMERGENCY 11/25/12 NNMC-10 1 REPAIR
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B2N8MK BURNING SMELL COMING FROM HVAC UNIT B-10 -AH EMERGENCY 11/28/12 NNMC-10 1 REPAIR

B2N922
LATCH ON MAIN DOOR BROKEN B-10 WEST MAIN DOOR 
-AH

EMERGENCY 12/6/12 NNMC-10 1 REPAIR

B2N938
B-10, RM-1103,TOILET OVERFLOWING IN THE MALE 
HEAD, AH

EMERGENCY 12/3/12 NNMC-10 4 PLUMBING

B2N7LV HOT CALL FOR ALL OF BLDG 10, 4E EMERGENCY 12/3/12 NNMC-10 4 HVAC
B2NGRX NO POWER, -NNMC-10, AH EMERGENCY 12/6/12 NNMC-10 4 ELECTRICAL

B2NGVX (AH) TOILET LEAKING REALLY BAD-NNMC-10,5W 5179 EMERGENCY 12/6/12 NNMC-10 4 PLUMBING

B2NGVZ
(AH) OVER HEAD LIGHT IS BROKEN IN PATIENTS ROOM-B-
10, RM-5 Center

EMERGENCY 12/6/12 NNMC-10 4 ELECTRICAL

B2NJK2
(AH) NIGHT AND CURTAIN LIGHT ISNT WORKING,B-10, 
RM-7069 7E

EMERGENCY 11/21/12 NNMC-10 4 ELECTRICAL

B2NKWV
CODE LOCK- CYPHER LOCK ISNT WORKING TO GET INTO 
PATIENTS ROOM (V.I.P SECTION) B-10 WES SIDE -AH

EMERGENCY 12/12/12 NNMC-10 1 LOCKS

B2NKWW KEYPAD IS NOT WORKING TO THE WARD B-10 7W -AH EMERGENCY 12/12/12 NNMC-10 1 LOCKS

B2NKWX PIN PAD- KEYPAD WENT DOWN B-10 STE 2104 -AH EMERGENCY 12/12/12 NNMC-10 1 LOCKS
B2NKVP CEILING TILE HANGING LOW IN GARAGE B-10 -AH EMERGENCY 12/13/12 NNMC-10 1 REPAIR

B2NMH9
NEEDS DOOR OPEN TO OXYGEN ROOM B-10 RM-4152 
4E -AH

EMERGENCY 12/17/12 NNMC-10 1 LOCKS

B2NLX5
KEY PAD NOT WORKING/ DOOR  LOCK NOT WORKING B-
10 MAIN ENTRANCE DOOR -AH

EMERGENCY 12/15/12 NNMC-10 1 LOCKS

B2NRM8 Red Outlet, B-10, NICU (6 West) EMERGENCY 12/21/12 NNMC-10 4 ELECTRICAL
B263FS HVAC- TOO COLD EMERGENCY 1/3/12 NNMC-10 4 HVAC
B263G8 HVAC- TOO COLD EMERGENCY 1/3/12 NNMC-10 4 HVAC
B263JV HVAC - WAY TOO COLD - BLDG 10, RM 3008 EMERGENCY 1/3/12 NNMC-10 4 HVAC
B2644N HVAC - TOO HOT - BLDG 10, RM 6042 EMERGENCY 1/4/12 NNMC-10 4 HVAC
B263K7 HVAC- TOO COLD EMERGENCY 1/3/12 NNMC-10 4 HVAC
B263KG ELEC- LIGHT OUTAGE EMERGENCY 1/3/12 NNMC-10 4 ELECTRICAL
B263VT HVAC - LEAKING RADIATOR - BLDG 10, RM 1133 EMERGENCY 1/4/12 NNMC-10 4 HVAC
B26387 PLUM-TOILET LEAKING IN PT BATHROOM EMERGENCY 1/3/12 NNMC-10 4 PLUMBING
B26492 PLUM - CLOGGED SINK - BLDG 10, RM 5050 EMERGENCY 1/4/12 NNMC-10 4 PLUMBING
B265XJ HVAC - HOT TEMPERATURE EMERGENCY 1/4/12 NNMC-10 4 HVAC
B265XM HVAC - TOO COLD EMERGENCY 1/4/12 NNMC-10 4 HVAC

B265XX
HVAC - LOBBY IN BLDG 10 IN BREZZE WAY IS BLOWING 
COLD AIR

EMERGENCY 1/4/12 NNMC-10 4 HVAC

B265Y5 GENM - WATER LEAKING IN CEILING EMERGENCY 1/4/12 NNMC-10 4 PLUMBING
B265YJ GENM - DOOR DOES NOT LOCK EMERGENCY 1/4/12 NNMC-10 4 REPAIR
B265YX HVAC - TOO COLD EMERGENCY 1/4/12 NNMC-10 4 HVAC
B2638C HVAC - TOO COLD - BLDG 10, RM 5173 EMERGENCY 1/3/12 NNMC-10 4 HVAC
B263B9 HVAC - TOO COLD - BLDG 10, RM 3173 EMERGENCY 1/3/12 NNMC-10 4 HVAC
B26549 ELEC - LIGHT WON'T GO OUT - BLDG 10, RM 4025 EMERGENCY 1/5/12 NNMC-10 4 ELECTRICAL
B2654H ELEC - LIGHTS OUT - BLDG 10, RM 5149 EMERGENCY 1/5/12 NNMC-10 4 ELECTRICAL
B265C6 ROOM TOO COLD EMERGENCY 12/30/11 NNMC-10 4 HVAC
B265CH TOO HOT EMERGENCY 12/31/11 NNMC-10 4 HVAC
B265CS TOILET OVERFLOWING EMERGENCY 1/1/12 NNMC-10 4 PLUMBING
B265D2 TOO HOT EMERGENCY 12/31/11 NNMC-10 4 HVAC
B265D5 CLOGGED TOILET EMERGENCY 1/1/12 NNMC-10 4 PLUMBING
B265F8 PLUM- TOILET EMERGENCY 1/5/12 NNMC-10 4 PLUMBING
B26553 ELEC - SHOWER LIGHT OUT - BLDG 10, RM 6101 EMERGENCY 1/5/12 NNMC-10 4 ELECTRICAL
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B265HH HVAC - ROOM TOO COLD EMERGENCY 1/4/12 NNMC-10 4 HVAC
B26GPR GENM - WATER LEAK EMERGENCY 1/7/12 NNMC-10 4 PLUMBING
B26GPY GENM - NURSES CALL BELL NOT WORKING EMERGENCY 1/7/12 NNMC-10 4 REPAIR
B26GR9 HVAC - COLD TEMP EMERGENCY 1/6/12 NNMC-10 4 HVAC
B26GRG GENM - MENS RESTROOM FLOODING EMERGENCY 1/8/12 NNMC-10 4 PLUMBING
B26GRW HVAC - HOT NETWORK CLOSET EMERGENCY 1/7/12 NNMC-10 4 HVAC
B26GS4 HVAC - HOT NETWORK CLOSET EMERGENCY 1/8/12 NNMC-10 4 HVAC
B26GTB HVAC - TOO HOT EMERGENCY 1/7/12 NNMC-10 4 HVAC
B26H4F GENM - LIGHTS KEEP FLICKERING EMERGENCY 1/5/12 NNMC-10 4 ELECTRICAL
B26GXT HVAC - HOT NETWORK CLOSET EMERGENCY 1/5/12 NNMC-10 4 HVAC
B26GXZ HVAC - TOO HOT EMERGENCY 1/5/12 NNMC-10 4 HVAC
B2782K GENM - CALL BELL SYS - BLDG 10, 4 EAST, RM 4282 EMERGENCY 1/12/12 NNMC-10 4 REPAIR
B278YR HVAC - TOO COLD - BLDG 10, RM 4260 EMERGENCY 1/13/12 NNMC-10 4 HVAC
B278Z5 GENM - DOOR WON'T CLOSE - BLDG 10, RM 4132 EMERGENCY 1/13/12 NNMC-10 4 REPAIR
B278VK PLUM - CLOGGED SINK - BLDG 10, RM 6103 EMERGENCY 1/13/12 NNMC-10 4 PLUMBING
B278WF PLUM - CLOGGED TOILET - BLDG 10, RM 4021 EMERGENCY 1/13/12 NNMC-10 4 PLUMBING
B278G3 GENM - CALL BELL SYS - BLDG 10, 4 WEST, RM 4118 EMERGENCY 1/12/12 NNMC-10 4 REPAIR
B27BVB HVAC - TOO HOT - BLDG 10, RM 6042 EMERGENCY 1/18/12 NNMC-10 4 HVAC
B27C2M HVAC- TOO HOT EMERGENCY 1/18/12 NNMC-10 4 HVAC
B27C4D HVAC- TOO HOT EMERGENCY 1/18/12 NNMC-10 4 HVAC
B27FKM HVAC- TOO COLD EMERGENCY 1/19/12 NNMC-10 4 HVAC
B27GP3 ELEC- POWER EMERGENCY 1/20/12 NNMC-10 4 ELECTRICAL
B27GXR PLUM - ICE MACHINE - BLDG 10, RM 4167 EMERGENCY 1/20/12 NNMC-10 4 STRUCTURAL
B27HBK ELEC- CIRCUIT BREAKER EMERGENCY 1/23/12 NNMC-10 4 ELECTRICAL
B27KHB ELEC - CALL BELL SYSTEM - BLDG 10, RM 3004 EMERGENCY 1/26/12 NNMC-10 4 ELECTRICAL
B27J2Y ELEC - LIGHT OUT - BLDG 10, RM 5113A EMERGENCY 1/24/12 NNMC-10 4 ELECTRICAL
B27NPV LOCK - BROKEN DOOR HANDLE - BLDG 10, 4054 EMERGENCY 1/30/12 NNMC-10 4 LOCKS
B27NYW GENM- OXYGEN LEAK EMERGENCY 1/30/12 NNMC-10 1 STRUCTURAL
B27NZ7 ELEC- CODE BLUE LIGHT - BLDG 19, RM 4102 & 4103 EMERGENCY 1/30/12 NNMC-10 1 ELECTRICAL
B27WFJ LOCKS - Repair Broken Door Lock EMERGENCY 2/1/12 NNMC-10 4 LOCKS
B27WLY PLUM - FAUCET LEAK - BLDG 10, RM 6161 EMERGENCY 2/2/12 NNMC-10 4 PLUMBING

B27VRT ELEC - NEGATIVE PRESSURE ROOM - BLDG 10, RM 4226 EMERGENCY 2/1/12 NNMC-10 4 HVAC

B27VSB ELEC - NO POWER TO TV OUTLET - BLDG 10, RM 5135 EMERGENCY 2/1/12 NNMC-10 4 ELECTRICAL

B27WF6 HVAC - TOO HOT - BLDG 10, RM 5056 EMERGENCY 2/1/12 NNMC-10 4 HVAC
B27XGY HVAC - System in Alarm/Malfunction EMERGENCY 2/3/12 NNMC-10 4 HVAC
B27ZXX ELEC - CAN'T TURN LIGHT OUT - BLDG 10, RM 5175 EMERGENCY 2/8/12 NNMC-10 4 REPAIR
B284CN HVAC - Too Clod EMERGENCY 2/9/12 NNMC-10 4 HVAC
B288F5 HVAC- THERMOSTAT TOO COLD EMERGENCY 2/10/12 NNMC-10 4 HVAC
B27YF5 HVAC - Too Hot EMERGENCY 2/7/12 NNMC-10 4 HVAC
B27YJV PLUM - Sinks Clogged EMERGENCY 2/7/12 NNMC-10 4 PLUMBING
B28FHR HVAC - TOO COLD - BLDG 10, ALL 3 EAST EMERGENCY 2/13/12 NNMC-10 4 HVAC

B28LSS EMSS - ALARM SOUNDING - BLDG 9 - MORGUE/GALLEY EMERGENCY 2/17/12 NNMC-10 4 ELECTRICAL

B28LJY HVAC - Too Cold EMERGENCY 2/16/12 NNMC-10 4
B28LWF HVAC- COLD TEMPERATURE EMERGENCY 2/17/12 NNMC-10 4 HVAC
B28LTK HVAC-COLD TEMPERATURE EMERGENCY 2/17/12 NNMC-10 4 HVAC
B28PHS HVAC - HOT/COLD TEMPERATURE EMERGENCY 2/22/12 NNMC-10 4 HVAC
B28PY8 ELEC - EXPOSED WIRES - BLDG 10, CDO EMERGENCY 2/22/12 NNMC-10 4 ELECTRICAL
B28NFG ELEC - POWER OUTAGE - BLDG 10, RM 1119 EMERGENCY 2/21/12 NNMC-10 4 ELECTRICAL

B28NG5
ELEC - LIGHT OUT IN PATIENT BATHROOM - BLDG 10, 
RM 5137

EMERGENCY 2/21/12 NNMC-10 4 ELECTRICAL
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B29877 ELEC-REPAIR/REPLACE CALL BELL EMERGENCY 2/28/12 NNMC-10 4 ELECTRICAL
B29DG9 HVAC - Too Hot EMERGENCY 2/26/12 NNMC-10 4
B29K9Y PLUM - CLOGGED TOILET - BLDG 10, RM 4233 EMERGENCY 3/5/12 NNMC-10 4 PLUMBING
B29KH5 HVAC - Too Hot EMERGENCY 3/2/12 NNMC-10 4 HVAC
B29KH4 ELEC - Replace Power Outlet EMERGENCY 3/3/12 NNMC-10 4 ELECTRICAL
B29KH6 HVAC - Too Hot EMERGENCY 3/3/12 NNMC-10 4 HVAC
B29DW3 LOCK - CYPHER LOCK LOW BATTERY EMERGENCY 2/24/12 NNMC-10 4 LOCKS
B29DSB HVAC - TOO HOT - BLDG 10, RM 3253 EMERGENCY 3/2/12 NNMC-10 4 HVAC
B29DHR ELEC-RESTORE LIGHTS EMERGENCY 3/2/12 NNMC-10 4 ELECTRICAL
B29NCW PLUM - SHOWER - BLDG 10, RM 7011 EMERGENCY 3/7/12 NNMC-10 3 PLUMBING
B29RGC HVAC - TOO HOT - BLDG 10, RM 4248 EMERGENCY 3/12/12 NNMC-10 4 HVAC
B29NJZ PLUM - TOILET CLOGGED EMERGENCY 3/5/12 NNMC-10 4 PLUMBING

B29N55 HVAC - TOO HOT - BLDG 10, 5 CENTER NURSE STATION EMERGENCY 3/7/12 NNMC-10 1 HVAC

B29NSD ELCON-STUCK ELEVATOR EMERGENCY 3/8/12 NNMC-10 4 CONVEYING
B29RK2 HVAC-COLD TEMPERATURE EMERGENCY 2/21/12 NNMC-10 4 HVAC
B29P9H HVAC-HOT TEMPERATURE EMERGENCY 3/9/12 NNMC-10 4 HVAC
B29ZLB PLUM - CLOGGED SINK - BLDG 10, RM 4214 EMERGENCY 3/19/12 NNMC-10 4 PLUMBING
B2B4SW PLUM-SINK LEAKING EMERGENCY 3/22/12 NNMC-10 2 PLUMBING
B2B4RT HVAC - TOO HOT - BLDG 10, RM 5010 EMERGENCY 3/22/12 NNMC-10 4 HVAC
B2B7TT HVAC-HOT TEMPERATURE EMERGENCY 3/28/12 NNMC-10 4 HVAC
B2B7VS HVAC- HUMIDITY LESS THAN 32 DEGREES EMERGENCY 3/27/12 NNMC-10 4 HVAC
B2B7VW HVAC- TOO HOT EMERGENCY 3/27/12 NNMC-10 4 HVAC
B2B7B6 HVAC-ROOM TOO COLD EMERGENCY 3/26/12 NNMC-10 4 HVAC
B2B7FG ELEC-CALL BELL SYSTEM MALFUNCTIONING. EMERGENCY 3/26/12 NNMC-10 4 ELECTRICAL
B2B7FX PLUM-TOILET CLOGGED IN UNISEX BATHROOM EMERGENCY 3/26/12 NNMC-10 4 PLUMBING
B2BB4V HVAC-ENTIRE AREA TOO COLD. EMERGENCY 3/30/12 NNMC-10 4 HVAC
B2BB5X PLUM-WATER LEAK FROM CEILING. EMERGENCY 3/30/12 NNMC-10 4 PLUMBING
B2BB66 HVAC-TOO COLD IN PATIENT ROOM EMERGENCY 3/31/12 NNMC-10 4 HVAC
B2BBPW ELEC - CHAIN PULL LIGHT - BLDG 10, RM 5177 EMERGENCY 4/3/12 NNMC-10 4 ELECTRICAL
B2BB9W HVAC-ALL ROOMS ARE TOO COLD ON 5 EAST EMERGENCY 3/31/12 NNMC-10 4 HVAC
B2BBB4 HVAC-TOO HOT IN PATIENT ROOM EMERGENCY 3/31/12 NNMC-10 4 HVAC
B2BBBB PLUM-WATER LEAK EMERGENCY 4/1/12 NNMC-10 4 HVAC

B2BBBP
PLUM-ICE MACHINE IS LEAKING WATER AND THE 
WATER PART DOES NOT WORK

EMERGENCY 4/1/12 NNMC-10 4 HVAC

B2BK5T PLUM - SHOWER HEAD LEAK - BLDG 10, RM 5167 EMERGENCY 4/13/12 NNMC-10 4 PLUMBING
B2BHXF PLUM-LEAK COMING FROM BEHIND WALL. EMERGENCY 4/8/12 NNMC-10 4 PLUMBING
B2BK3M PLUM-WATER LEAKING FROM CEILING EMERGENCY 3/27/12 NNMC-10 4

B2BK3S HVAC-NEEDS THE HEAT TURNED UP TO 80 DEGREES EMERGENCY 4/4/12 NNMC-10 4 HVAC

B2BK76 PLUM-WATER LEAK IN CEILING EMERGENCY 4/9/12 NNMC-10 4 PLUMBING
B2BJDR HVAC - TOO HOT - BLDG 10, RM 5171 EMERGENCY 4/11/12 NNMC-10 4 HVAC
B2BK7G LOCK-COMM CLOSET NEEDS TO BE SECURED EMERGENCY 4/10/12 NNMC-10 4 LOCKS
B2BJ4N ELEC-PATIENT CALL BELL SYSTEM NOT WORKING EMERGENCY 4/9/12 NNMC-10 4 ELECTRICAL
B2BJ54 ELEC-RELAMP BATHROOM EMERGENCY 4/8/12 NNMC-10 4 ELECTRICAL
B2BHBK PLUM - TOILET WON'T FLUSH - BLDG 10, RM 3177 EMERGENCY 4/9/12 NNMC-10 4 PLUMBING

B2BKWN HVAC-TOO HOT AND TOO COLD IN PATIENT ROOMS EMERGENCY 4/16/12 NNMC-10 4 HVAC

B2BNKM GENM-REPAIR TOILET SEAT EMERGENCY 4/23/12 NNMC-10 4 REPAIR
B2BNH5 PLUM - SHOWER LEAK - BLDG 10, RM 5165 EMERGENCY 4/23/12 NNMC-10 4 PLUMBING
B2BT42 PLUM-WATER PRESSURE TOO HIGH EMERGENCY 4/30/12 NNMC-10 4 PLUMBING

B2BNWF
HVAC - TOO COLD IN PATIENT ROOM - BLDG 10, RM 
5022

EMERGENCY 4/24/12 NNMC-10 4 HVAC
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B2BR46 GENM-REPAIR DOOR EMERGENCY 4/26/12 NNMC-10 4 REPAIR

B2BV3R
PLUM-SEWAGE COMING OUT FROM THE FLOOR B-10 
ROOM # 3290

EMERGENCY 5/1/12 NNMC-10 4 PLUMBING

B2BVSL
HVAC - TOO HOT IN PATIENT ROOMS - BLDG 10, RMS 
4292, 4284

EMERGENCY 5/2/12 NNMC-10 4 HVAC

B2C6X4 HVAC- PATIENT CLAIMING ROOM IS TOO HOT EMERGENCY 4/10/12 NNMC-10 4 HVAC
B2CBXF HVAC-HIGH TEMP ALARM EMERGENCY 4/24/12 NNMC-10 2 HVAC
B2CBXL HVAC-TOO COLD IN PATIENT ROOM EMERGENCY 4/24/12 NNMC-10 2 HVAC
B2CFPX HVAC-TOO  HOT IN PATIENT ROOM EMERGENCY 5/21/12 NNMC-10 2 HVAC

B2CFPZ ELEC-PEDIATRIC WARD HAS A BUZZING LIGHT FIXTURE EMERGENCY 5/21/12 NNMC-10 2 ELECTRICAL

B2CMCC PLUM - TOILET OVERFLOW - BLDG 10, RM 1103 EMERGENCY 6/5/12 NNMC-10 4 PLUMBING

B2CP88
LOCK-Bldg. 10, Rm. 4132. Narcotics room will not lock, 
presents major security risk.

EMERGENCY 6/8/12 NNMC-10 4 LOCKS

B2CVDW
BKLG - PATIENT BATHROOM LIGHT OUT - TOTALLY DARK 
- BLDG 10, RM 5171

EMERGENCY 6/14/12 NNMC-10 4 ELECTRICAL

B2CTN8
HVAC and GENM-Bldg. 10, Rms 2120 and 2118. Lights 
and HVAC filters need to replaced.

EMERGENCY 6/14/12 NNMC-10 4 HVAC

B2CWDC HVAC-Bldg. 10, Rm. 6109. Room is too hot. EMERGENCY 6/15/12 NNMC-10 4 HVAC

B2CWDD
LOCKS-Bldg. 10, Rm. 5113. Needs restroom door 
unlocked.

EMERGENCY 6/15/12 NNMC-10 4 LOCKS

B2CWCR
BKLG-Bldg. 10, Rm. 5171. Patient bathroom's lights are 
out; totally dark.

EMERGENCY 6/15/12 NNMC-10 4

B2CWCX HVAC-Bldg. 10, Rm. 3230. Room is too hot. EMERGENCY 6/15/12 NNMC-10 4 HVAC

B2CWD3
HVAC-Bldg. 10, Rm. 6002. Loud noise coming from A/C 
unit.

EMERGENCY 6/15/12 NNMC-10 4 HVAC

B2CWDB LOCKS-Bldg. 10, Rm. 1018. Person stuck in restroom. EMERGENCY 6/15/12 NNMC-10 4 LOCKS

B2D4L8 STRUC- CEILING TILES FALLING EMERGENCY 5/4/12 NNMC-10 2 REPAIR
B2CYDT ELEC-Bldg. 10, Rm. 3271. Power outage. EMERGENCY 6/21/12 NNMC-10 4 ELECTRICAL

B2CYK7 HVAC-Bldg. 10, 4th Floor, Nurse's Station. Too cold. EMERGENCY 6/21/12 NNMC-10 4 HVAC

B2CY6J GENM-Bldg. 10, Rm. 4112. Ice machine leaking water. EMERGENCY 6/20/12 NNMC-10 4

B2CYT6 B-10 ROOM # 4254 - NO PRESSURE IN ROOM. EMERGENCY 6/15/12 NNMC-10 4 HVAC
B2CYT8 PLUM-B-10 ROOM # 4112 - ICE MACHINE LEAK EMERGENCY 6/19/12 NNMC-10 4 PLUMBING

B2CYMW HVAC-Bldg. 10, Rm. 4280. Room too hot. EMERGENCY 6/21/12 NNMC-10 4 HVAC

B2CXFW HVAC-Bldg. 10, Rm. 5066. Patient room too hot. EMERGENCY 6/19/12 NNMC-10 4 HVAC

B2FW76
ELCON-Bldg. 10, 4th Floor, Elevator #7. Elevator stuck on 
4th Floor.

EMERGENCY 7/11/12 NNMC-10 4 CONVEYING

B2FWZD PLUM-Bldg. 10, Rm. 6022. Handle on toilet is broken. EMERGENCY 7/12/12 NNMC-10 4 PLUMBING

B2FWFZ HVAC-Bldg. 10, Rm. 4013. Too hot in patient room. EMERGENCY 7/11/12 NNMC-10 4 HVAC

B2FWG2 HVAC-Bldg. 10, Rm. 7218. Patient room too hot. EMERGENCY 7/11/12 NNMC-10 4 HVAC
B2FWNK PLUM-Bldg. 10, ALL. Investigate loud noise. EMERGENCY 7/12/12 NNMC-10 4 PLUMBING

B2FWNM PLUM-Bldg. 10, Rm. 5129. Toilet overflowing. EMERGENCY 7/12/12 NNMC-10 4 PLUMBING

B2FXLW
PLUM - BACKED UP FLOOR DRAIN W/ FECES - BLDG 10, 
RM 3288

EMERGENCY 7/13/12 NNMC-10 4 PLUMBING

B2FWBN HVAC-B-10 ROOM # 3120B - HOT NETWORK CLOSET EMERGENCY 5/15/12 NNMC-10 4 HVAC
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B2FVMJ PLUM - ICE MACHINE / GUIDE RAIL EMERGENCY 5/18/12 NNMC-10 1 PLUMBING

B2FWBB
HVAC-B-10 ROOM # 3 EAST PODS 8 AND 10 - COLD 
TEMPERATURE.

EMERGENCY 5/14/12 NNMC-10 4 HVAC

B2FWBW HVAC-B-10 ROOM # 4075 - TOO HOT IN PATIENT ROOM EMERGENCY 5/16/12 NNMC-10 4 HVAC

B2FWC2 HVAC-B-10 ROOM # 4165 - TOO HOT IN PATIENT ROOM EMERGENCY 5/16/12 NNMC-10 4 HVAC

B2G2MJ
PLUM-Bldg. 10, Rm. 6058, 6W. Bathroom sink is clogged. 
Only bathroom and sink in clinic. This is an emergency.

EMERGENCY 7/17/12 NNMC-10 4 PLUMBING

B2G2PX
ELCON-Bldg. 10, Elevator #7, Floor 6, Elevator is stuck on 
6th Floor.

EMERGENCY 7/17/12 NNMC-10 4 CONVEYING

B2G5DB
HVAC-Bldg. 10, 5C, Rm. 5050. Patient room is too cold. 
Thermostat is broken.

EMERGENCY 7/18/12 NNMC-10 4 HVAC

B2GKTC GENM-Bldg. 10, Rm. 7112. Door will not close properly. EMERGENCY 7/23/12 NNMC-10 4 REPAIR

B2GSY4
GENM - DOOR TO MED ROOM WON'T CLOSE ALL THE 
WAY - BLDG 10, RM 4132

EMERGENCY 7/30/12 NNMC-10 4 STRUCTURAL

B2GXYD
LOCK - PUSH BAR STICKS - PATIENT SAFETY ISSUE - BLDG 
10, 4TH FLOOR, STAIRWELL 3

EMERGENCY 8/3/12 NNMC-10 4 LOCKS

B2GXTN HVAC-HOT NETWORK CLOSET EMERGENCY 4/17/12 NNMC-10 1 HVAC

B2H7MF
HVAC-B-10 ROOM # 3147 - NEGATIVE PRESSURE IN 
ROOM NOT MAINTANING PRESSURE.

EMERGENCY 4/22/12 NNMC-10 4 HVAC

B2H7MZ HVAC-B-10 ROOM # 3209 - ROOM TOO COLD. EMERGENCY 4/22/12 NNMC-10 4 HVAC

B2H7MW
ELEC-B-10 ROOM # 5010 - RELAMP BURNED OUT LIGHT 
IN PATIENT BATHROOM.

EMERGENCY 4/22/12 NNMC-10 4 ELECTRICAL

B2H7N7 HVAC-B-10 ROOM # 4047 - ROOM TOO HOT. EMERGENCY 4/22/12 NNMC-10 4 HVAC
B2JTV4 PATIENT ROOM TOO COLD EMERGENCY 9/7/12 NNMC-10 4 HVAC

B2JTYY
PLUM - TOILET IN PATIENT ROOM OVERFLOWING - 
BLDG 10, RM 5105

EMERGENCY 9/10/12 NNMC-10 4 PLUMBING

B2JTZX Toilet Clogged B-10 EMERGENCY 9/10/12 NNMC-10 4
B2JTWL TOO COLD IN PATIENT ROOMS EMERGENCY 9/7/12 NNMC-10 4 HVAC
B2JVMZ PATIENT ROOM TOO HOT EMERGENCY 9/10/12 NNMC-10 4 HVAC
B2JT2V PATIENT ROOM TOO HOT EMERGENCY 9/6/12 NNMC-10 4 HVAC
B2JT4P TOO COLD ON ENTIRE EAST SIDE EMERGENCY 9/6/12 NNMC-10 4 HVAC

B2JT4V
SINK BEHIND NURSES STATION IS NOT DRAINING 
PROPERLY

EMERGENCY 9/6/12 NNMC-10 4 PLUMBING

B2JVDP
NEED VENTS CLOSED IN PATIENT ROOM TO STOP COLD 
AIR FROM BLOWING

EMERGENCY 9/9/12 NNMC-10 4 HVAC

B2JX5C COLD CALL- Air handlers off, B-10, MICU EMERGENCY 9/14/12 NNMC-10 4

B2JX5H
MAGNETIC DOOR MALFUNCTION - BLDG 10, MAIN 
DOOR TO TO 7W

EMERGENCY 9/14/12 NNMC-10 4 ELECTRICAL

B2JXB4 COLD/HOT HALLWAY - BLDG 10, 6TH FLOOR EMERGENCY 9/14/12 NNMC-10 4 HVAC
B2JX8W TOO HOT ON THE ENTIRE UNIT EMERGENCY 9/12/12 NNMC-10 4 HVAC
B2JY7L HOT CALL-TEMP FOR ENTIRE NICU EMERGENCY 9/14/12 NNMC-10 4 HVAC

B2K4MW HOT CALL - BLDG 10, NICU, PODS 1 & 4 EMERGENCY 9/27/12 NNMC-10 4 HVAC

B2KHFR TOO COLD IN NICU - NNMC-10, VARIOUS ROOMS EMERGENCY 10/6/12 NNMC-10 4 HVAC
B2KHFS TOO HOT.- BLDG 10, RM 4252 EMERGENCY 10/6/12 NNMC-10 4 HVAC
B2KJ23 COLD CALL - NNMC-10, RM 5042 EMERGENCY 10/7/12 NNMC-10 4 HVAC
B2KHGG ROOM TOO COLD BLDG 10 RM 3173 EMERGENCY 5/31/12 NNMC-10 1

B2KHH5
PLUM - NO HOT WATER IN PATIENT ROOM - NNMC-10, 
RM 4021

EMERGENCY 10/7/12 NNMC-10 4 PLUMBING
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B2KHGJ POWER OUTAGE BLDG 10 RM 1101 EMERGENCY 5/31/12 NNMC-10 1

B2KHGK
DOOE HANDLE COMING OFF OF SUPPLY CLOSET BLDG 
10 RM 4130

EMERGENCY 5/31/12 NNMC-10 1

B2KHGL PATIENT ROOM IS TOO HOT BLDG 10 RM 5010 EMERGENCY 5/31/12 NNMC-10 1
B2KHGM PATIENT ROOM IS TOO HOT BLDG 10 RM 4286 EMERGENCY 5/31/12 NNMC-10 1
B2KHGN HOT NETWORK CLOSET BLDG 10 RM 3120B EMERGENCY 5/31/12 NNMC-10 1

B2KHHJ
PLUM - TOILET OUT OF ORDER-ONLY ONE STALL - NNMC-
10, RM 4273

EMERGENCY 10/7/12 NNMC-10 4 PLUMBING

B2KHG2 PATIENT ROOM TOO HOT BLDG 10 RM 3151 EMERGENCY 5/25/12 NNMC-10 1

B2KHG3
NEED SAFE OPEN TO GET PATIENT BELONGING OUT 
BLDG 10 RM 1100

EMERGENCY 5/25/12 NNMC-10 1

B2KHG5 TOILET SEAT LOOSE BLDG 10 RM 7030 EMERGENCY 5/25/12 NNMC-10 1
B2KHG6 HOT CALL BLDG 10 RM 4051 EMERGENCY 5/25/12 NNMC-10 1
B2KHG7 POWER OUTAGE BLDG 10 RM 1101 EMERGENCY 5/26/12 NNMC-10 1

B2KHG8
STOPPED UP TOILET AND LEAKING FAUCET BLDG 10 RM 
5135

EMERGENCY 5/26/12 NNMC-10 1

B2KHG9 WATER LEAK IN HALLWAY BLDG 10 RM 3223 EMERGENCY 5/27/12 NNMC-10 1
B2KHGB TOO HOT IN PATIENT ROOM BLDG 10 RM 6101 EMERGENCY 5/28/12 NNMC-10 1
B2KHGC ICE MACHINE LEAKING BLDG 10 RM 4128 EMERGENCY 5/28/12 NNMC-10 1
B2KHGD ICE MACHINE LEAKNG BLDG 10 RM 4128 EMERGENCY 5/29/12 NNMC-10 1
B2KHGF POWER OUT AT CDO DESK BLDG 10 RM 1101 EMERGENCY 5/30/12 NNMC-10 1
B2KK9W LIGHT OUT IN ELEVATOR ON WESTSIDE BLDG 10 EMERGENCY 10/13/12 NNMC-10 1

B2KK9M HAND SINK CLOGGED IN NURSES STATION BLDG 10 EMERGENCY 10/12/12 NNMC-10 1

B2KK9Y TOILET WON'T FLUSH. SINK BROKEN. BLDG 10 RM 5132 EMERGENCY 10/14/12 NNMC-10 1

B2KHDX TOO HOT IN PATIENT ROOM BLDG 10 RM 5040 EMERGENCY 5/12/12 NNMC-10 1

B2KHDY
DOOR MALFUNCTION AND PATIENT HAS LOCK 
THEMSELVES INSIDE THE ROOM BLDG 10 RM 4142

EMERGENCY 5/12/12 NNMC-10 1

B2KHF2
TOO HOT IN PATIENT ROOMS / EAST SIDE BLDG 10 RM 
5002, 04, 06

EMERGENCY 5/13/12 NNMC-10 1

B2KHF3 LIGHT FLICKERING IN PATIENT ROOM BLDG 10 RM 5105 EMERGENCY 5/14/12 NNMC-10 1

B2KHF5 A/C VENT LEAKING BLDG 10 RM 1100 EMERGENCY 5/14/12 NNMC-10 1
B2KHF6 BLOWING COLD AIR BLDG 10 3RD FLOOR EMERGENCY 5/14/12 NNMC-10 1
B2KHF7 HOT NETWORK CLOSET BLDG 10 RM 3120B EMERGENCY 5/15/12 NNMC-10 1
B2KHF8 TOO HOT IN PATIENT ROOM BLDG 10 RM 4075 EMERGENCY 5/15/12 NNMC-10 1
B2KHF9 TOO HOT IN PATIENT ROOM BLDG 10 RM 4165 EMERGENCY 5/15/12 NNMC-10 1

B2KH76
LIGHT OUTAGE IN PATIENT REST ROOM BLDG 10 RM 
6131

EMERGENCY 5/11/12 NNMC-10 1

B2KH77 PLUM- NO HOT WATER BLDG 10 RM 4031 EMERGENCY 5/12/12 NNMC-10 1
B2KHFC HOT NETWORK CLOSET BLDG 10 RM 3120B EMERGENCY 5/15/12 NNMC-10 1
B2KHFD WATER LEAK BLDG 10 RM 7114 EMERGENCY 5/23/12 NNMC-10 1
B2KHFF AIR FLOW UNIT IN ALARM BLDG 10 FRONT DESK EMERGENCY 5/23/12 NNMC-10 1
B2KHS4 HOT CALL - BLDG 10, RM 6042 EMERGENCY 10/10/12 NNMC-10 4 HVAC

B2KF8Y
OUTLET 6612-15 MALFUNCTIONING. NO HOT WATER. 
BLDG 10 RM 6062

EMERGENCY 5/6/12 NNMC-10 1 ELECTRICAL

B2KF92
HOT NETWORK CLOSET. BLDG 10 RM 4120B, 5120B, 
3120B

EMERGENCY 5/6/12 NNMC-10 1 HVAC

B2KF93 TOO HOT IN PATIENT ROOM BLDG 10 RM 4256 EMERGENCY 5/6/12 NNMC-10 1
B2KF94 HOT CALL BLDG 10 RM 4073 EMERGENCY 5/6/12 NNMC-10 1
B2KF95 CEILING LEAKING BLDG 10 RM 4153 EMERGENCY 5/6/12 NNMC-10 1
B2KF97 TOILET CLOGGED BLDG 10 RM 3057 EMERGENCY 5/7/12 NNMC-10 1
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B2KF98 ICE MACHINE LEAKING BLDG 10 RM 4112 EMERGENCY 5/7/12 NNMC-10 1
B2KF9C CALL BELL SYSTEM IS DOWN BLDG 10 RM 5004 EMERGENCY 5/7/12 NNMC-10 1
B2KF9D TOILET OVERFLOWING BLDG 10 RM 5151 EMERGENCY 5/7/12 NNMC-10 1
B2KF9H TOILET NOT WORKING BLDG 10 RM 4290 EMERGENCY 5/8/12 NNMC-10 1

B2KF9J HVAC-PATIENT ROOM TOO COLD BLDG 10 RM 5016 EMERGENCY 5/10/12 NNMC-10 1

B2KFB3 COLD CALL BLDG 10 RM 4256 EMERGENCY 10/9/12 NNMC-10 1

B2KF9L
REMOVE LOCK FROM LOCKER BLDG 10 PATIENT ADMIN 
LOCKER 21

EMERGENCY 5/10/12 NNMC-10 1

B2KF9P BATHROOM LIGHTS ARE OUT BLDG 10 RM 3010 EMERGENCY 5/10/12 NNMC-10 1
B2KF9S COLD CALL BLDG 10 RM 5066 EMERGENCY 5/10/12 NNMC-10 1

B2KH5S
CALL BELL SYSTEM FROM RM 5105 DESK CAN'T HEAR 
PATIENT BLDG 10 RM 5105

EMERGENCY 5/17/12 NNMC-10 1 STRUCTURAL

B2L2RD HOT CALL B-10 RM-4282-AH EMERGENCY 10/18/12 NNMC-10 1
B2L2RG HOT CALL B-10 RM-5002 -AH EMERGENCY 10/18/12 NNMC-10 1
B2L2RJ HOT CALL B-10 RM-6158 -AH EMERGENCY 10/18/12 NNMC-10 1 HVAC
B2L2RL CEILING LEAKING, TILE FELL B-10 RM-6050 -AH EMERGENCY 10/19/12 NNMC-10 1

B2L2RM CHANGE BATTERY ON DOOR LOCK B-10 RM-6152 -AH EMERGENCY 10/19/12 NNMC-10 1

B2KXSM
LIGHT SWITCH BROKEN, CANT TURN OFF LIGHT B-10 RM 
5048 -AH

EMERGENCY 10/17/12 NNMC-10 1

B2KXSR NO POWER IN AREA B-10 RM-1100 EMERGENCY 10/18/12 NNMC-10 1
B2KXSZ LOOSE TOILET SEAT B-10 RM-6026 -AH EMERGENCY 10/18/12 NNMC-10 1
B28R9X PLUM - CLOGGED SINK - OVERFLOWING EMERGENCY 2/23/12 NNMC-100 4 PLUMBING
B29CWG LOCK - NEED LOCKSMITH - BLDG 100, RM 114 EMERGENCY 3/1/12 NNMC-100 4 LOCKS

B2CH9N
HVAC - WAY TOO HOT IN MRI ROOM - BLDG 100, RM 
103

EMERGENCY 5/25/12 NNMC-100 4 HVAC

B2HF8X HVAC-B-100 ROOM # 103 - HOT TEMPERATURE EMERGENCY 8/14/12 NNMC-100 4 HVAC

B2JKN7
HVAC - MRI ROOM TOO HOT - DANGER TO MACHINE 
AND PATIENTS - BLDG 100, RM 111

EMERGENCY 8/30/12 NNMC-100 4 HVAC

B28F73 HVAC - Too Cold EMERGENCY 2/13/12 NNMC-100 4 HVAC
B28L6W HVAC - Too Hot EMERGENCY 2/15/12 NNMC-100 4 HVAC
B28SBW PLUM - WATER FLOW - BLDG 100, RM 119 EMERGENCY 2/24/12 NNMC-100 4 PLUMBING
B28SGK PLUM - Toilet Clogged EMERGENCY 2/24/12 NNMC-100 4 PLUMBING

B2FVFP
HVAC - TOO HOT IN MRI - DANGER TO MACHINERY AND 
PATIENTS - BLDG 100, RM 103, 110

EMERGENCY 7/10/12 NNMC-100 4 HVAC

B2JM7S HOT CALL, BLDG 100 EMERGENCY 8/31/12 NNMC-100 1 HVAC
B2JM9S TOO HOT EMERGENCY 8/30/12 NNMC-100 4 HVAC

B2KJPK
PLUM - SCANNER PRESSURE TOO LOW - BLDG 100, RM 
116

EMERGENCY 10/12/12 NNMC-100 4 PLUMBING

B2CTJJ
HVAC - TOO HOT - DANGER TO SCANNER - BLDG 100, 
RM 117

EMERGENCY 6/14/12 NNMC-100 4 HVAC

B2CXKT PLUM-Bldg. 100, Rm. 113. Toilet overflowing in MRI. EMERGENCY 6/19/12 NNMC-100 4 PLUMBING

B2FVWB
ELEC-B-100 ROOM # 119 MRI SCANNER ROOM 3  - 
EQUIPMENT ROOM ALARM.

EMERGENCY 7/11/12 NNMC-100 4 ELECTRICAL

B2FXMB
HVAC - TOO HOT IN MRI - DANGER TO MACHINERY AND 
PATIENTS - BLDG 100, RM 103, 110

EMERGENCY 7/13/12 NNMC-100 4 HVAC

B2G2P6
ELEC-Bldg. 100 (adjacent to Bldg. 9), Rm. 110. Almost all 
lights are burning out. Techs are unable to insert IVs into 
patients.

EMERGENCY 7/17/12 NNMC-100 4 ELECTRICAL
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B2KHGZ TOO HOT BLDG 100 RM 107 EMERGENCY 5/25/12 NNMC-100 1
B2KXTB HOT CALL B-100 RM-123 -AH EMERGENCY 10/17/12 NNMC-100 1
B2NRRR POWER OUTAGE - BLDG 17A, RM 2023 EMERGENCY 12/21/12 NNMC-17 4 ELECTRICAL

B2LPP5
PATIENT OVERHEAD LIGHT WILL NOT TURN OFF B-10 
RM-4025 -AH

EMERGENCY 10/25/12 NNMC-17 1 ELECTRICAL

B2MPDX
FAUCET CONTIONOUSLY RUNNING IN THE MENS ROOM 
B-17 RM-MENS ROOM -AH

EMERGENCY 11/17/12 NNMC-17 1 PLUMBING

B2LLZW HOT CALL - WHOLE BLDG TOO HOT - BLDG 17 EMERGENCY 10/25/12 NNMC-17 4 HVAC

B2MVJD TOO HOT IN GROUP FITNESS ROOM B-17 RM-1064 -AH EMERGENCY 11/26/12 NNMC-17 1 HVAC

B2NJMK HUMIDTY IS TOO HIGH, B-17, RMS 1053,-AH EMERGENCY 12/10/12 NNMC-17 4 HVAC

B2NJMP
WATER TEMP AND HUMIDITY IS TOO HIGH,B-17, Fitness 
Center-AH

EMERGENCY 12/10/12 NNMC-17 4 HVAC

B26GF6 GENM - NO POWER EMERGENCY 1/5/12 NNMC-17 4 ELECTRICAL
B26G99 GENM - COMPUTERS HAVE NO POWER EMERGENCY 1/6/12 NNMC-17 4 ELECTRICAL
B26GFC GENM - WATER LEAK EMERGENCY 1/5/12 NNMC-17 4 PLUMBING
B28FPH WARRANTY - Repair Street Lights EMERGENCY 2/13/12 NNMC-17 4 ELECTRICAL
B29CM8 PLUM- NO WATER ON TOILETS EMERGENCY 3/1/12 NNMC-17 4 PLUMBING
B29DKN ELEC-POWER OUTAGE EMERGENCY 3/2/12 NNMC-17 4 ELECTRICAL

B2FLYJ HVAC-Bldg. 17, entire basement. A/C is not working. EMERGENCY 7/2/12 NNMC-17 4 HVAC

B2GKHS ELEC-Bldg. 17, Fitness Center. Power outage. EMERGENCY 7/23/12 NNMC-17 4 ELECTRICAL
B2GKJC HVAC-Bldg. 17, all of building. No A/C. EMERGENCY 7/23/12 NNMC-17 4 HVAC
B2H7G3 ELEC-B-17B ROOM # 3191 - LIGHTS OUT. EMERGENCY 4/24/12 NNMC-17 4 ELECTRICAL

B2JJKP
HVAC-B-17 ROOM # 1ST FLOOR POOL AREA - HOT 
TEMPERATURE OF WATER.

EMERGENCY 8/28/12 NNMC-17 4 HVAC

B2JJLF
HVAC - FIRE DEPT REQUEST - EXCESSIVE AIRFLOW IN 
ELEVATOR LOBBY - BLDG 17

EMERGENCY 8/28/12 NNMC-17 4 HVAC

B2JJ5J PLUM - ACTIVE CEILING LEAK - BLDG 17, RM 4029 EMERGENCY 8/28/12 NNMC-17 4 PLUMBING
B2KMB4 COLD CALL B-17 RM-B161 EMERGENCY 10/15/12 NNMC-17 1
B2LG2V URINAL OVERFLOWING B-17 GYM -AH EMERGENCY 10/22/12 NNMC-17 1
B2LG2Z ELEVATOR NO.4: BROKEN HAND RAIL B-17 -AH EMERGENCY 10/23/12 NNMC-17 1
B2LY46 TOO HOT IN PATIENT ROOM EMERGENCY 11/6/12 NNMC-17 4 HVAC
B2LZD9 TOO HOT EMERGENCY 10/31/12 NNMC-17 4 HVAC
B2LZGF TOO HOT IN PATIENT ROOM EMERGENCY 11/1/12 NNMC-17 4 HVAC

B2LZDM NO AIR SUCTION TO FLOOR HOODS B-17 4TH FLOOR EMERGENCY 11/6/12 NNMC-17 1 HVAC

B263VZ ELEC- POWER EMERGENCY 1/4/12 NNMC-17 4 ELECTRICAL
B26GZ4 GENM - NO WATER EMERGENCY 1/8/12 NNMC-17 4 PLUMBING
B28F9M HVAC - NO HEAT EMERGENCY 2/13/12 NNMC-17 4 HVAC
B28F4X ELEC - NO POWER EMERGENCY 2/13/12 NNMC-17 4 FCA_ELEC
B28F62 HVAC - NO HEAT EMERGENCY 2/13/12 NNMC-17 4 HVAC
B28F78 HVAC - NO HEAT EMERGENCY 2/13/12 NNMC-17 4 HVAC
B28NMX ELEC- BREAKER BAR CLOSET ALARM EMERGENCY 2/21/12 NNMC-17 4 ELECTRICAL
B29MK2 HVAC-HOT NETWORK CLOSET EMERGENCY 3/6/12 NNMC-17 4 HVAC
B29MLW PLUM-NO HOT WATER EMERGENCY 3/6/12 NNMC-17 4 PLUMBING
B2BFHK HVAC-HVAC SYSTEM IS DOWN EMERGENCY 3/21/12 NNMC-17 4 HVAC
B2BFHM ELEC-POWER OUTAGE EMERGENCY 3/22/12 NNMC-17 4 ELECTRICAL

B2BVYT
ELEC-POWER OUTAGE B-17A 3RD FLOOR ACCOUNTING 
SECTION

EMERGENCY 5/3/12 NNMC-17 4 ELECTRICAL

B2CSVP
GENM - CEILING LEAK - BASKETBALL COURT - BLDG 17, 
GYM

EMERGENCY 6/12/12 NNMC-17 4 STRUCTURAL
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B2CSXX
ELCON-Bldg. 17, Elevator 2. Elevator is stuck in between 
1st and 2nd floors.

EMERGENCY 6/13/12 NNMC-17 4 CONVEYING

B2CWN8
PLUM-Bldg. 17, MWR Gym, Spin Room, Rm. 1053. 
Severe ceiling leak. Tile needs to be replaced.

EMERGENCY 6/18/12 NNMC-17 4 PLUMBING

B2DZMZ
PLUM - WATER LEAK FROM UNDER REFRIGERATOR - 
BLDG 17, RM 4047

EMERGENCY 6/28/12 NNMC-17 4 PLUMBING

B2LPW4 Pool Temp, B-17, Location Fitness center pool EMERGENCY 10/26/12 NNMC-17 4
B2LKG8 NO A/C IN BASEMENT B-17 RM-BASEMENT -AH EMERGENCY 10/24/12 NNMC-17 1 HVAC
B2LTCP DOORS WILL NOT OPEN B-17 -AH EMERGENCY 10/31/12 NNMC-17 1 REPAIR

B2M8WR
LOCK IS MALFUNCTIONING. NEED ACCESS TO ROOM B-
17 RM-B036 -AH

EMERGENCY 11/14/12 NNMC-17 1 LOCKS

B2M4TB
LOCK IS MALFUNCTIONING. NEED ACCESS TO ROOM B-
17 RM-B036 -AH

EMERGENCY 11/14/12 NNMC-17 1 LOCKS

B2MVJH
POWER OUTAGE IN THE ENTIRE BUILDING B-17 ALL 
ROOMS -AH

EMERGENCY 11/26/12 NNMC-17 1 ELECTRICAL

B2MVJP PUT ARM BACK ON GARAGE DOOR. B-17 -AH EMERGENCY 11/27/12 NNMC-17 1 REPAIR
B26GY6 GENM - WATER LEAK EMERGENCY 1/5/12 NNMC-17 4 PLUMBING
B26GYJ HVAC - TOO HOT EMERGENCY 1/5/12 NNMC-17 4 HVAC
B26GYV GENM - COMPUTERS HAVE NO WORK EMERGENCY 1/6/12 NNMC-17 4 ELECTRICAL
B27R2J GENM - Repair Broken Door EMERGENCY 1/31/12 NNMC-17 1 REPAIR
B2BMN2 PLUM-NO WATER IN THE LADIES ROOM EMERGENCY 4/11/12 NNMC-17 4 PLUMBING
B2BXRR LIGHTS OUT EMERGENCY 4/24/12 NNMC-17 4 ELECTRICAL
B2C6X9 NO WATER IN THE LADIES ROOM EMERGENCY 4/11/12 NNMC-17 4 PLUMBING
B2C9NC CEILING LEAKING EMERGENCY 5/10/12 NNMC-17 2 PLUMBING

B2CCVK
PLUM-B-17B ROOM NEXT TO 3136 MENS BATHROOM - 
REPAIR WATER RUNNING CONTINOUSLY

EMERGENCY 5/21/12 NNMC-17 4 PLUMBING

B2FWMM ELEC - POWER OUTAGE - BLDG 17A, RM 3024 EMERGENCY 7/12/12 NNMC-17 4 ELECTRICAL

B2FX6G
GENM-Bldg. 17, Rm. 1054. Door won't open, can't get in 
office.

EMERGENCY 7/12/12 NNMC-17 4 REPAIR

B2FXKB
LOCKS-Bldg. 17, Basement (frontside), Suite B3, Door 
#B026. Lock on door will not turn. Staff is locked outside 
office.

EMERGENCY 7/13/12 NNMC-17 4 LOCKS

B2G2R8
PLUM-Bldg. 17-B, Rm. 3374. Severe ceiling leak. Please 
find leak and fix.

EMERGENCY 7/17/12 NNMC-17 4 PLUMBING

B2G2RK
PLUM-Bldg. 17, Rm. 4046. Water leak from RO System, 
leaking down to 3rd Floor. Please address, immediately.

EMERGENCY 7/17/12 NNMC-17 4 PLUMBING

B2KHHK CEILING LEAKING BLDG 17 RM 3353 EMERGENCY 5/10/12 NNMC-17 1

B2NM3W
OUTLETS NOT WORKING - DEFIBS UNABLE TO CHARGE - 
BLDG 19, RM HALLWAY OUTSIDE

EMERGENCY 12/17/12 NNMC-19 4 ELECTRICAL

B2NLXW OVERFLOWING COMMODE B-19 RM-5109 -AH EMERGENCY 12/14/12 NNMC-19 1 PLUMBING
B2LR4B WATER LEAKING FROM PIPE B-19 RM-338 -AH EMERGENCY 10/25/12 NNMC-19 1 PLUMBING

B2NKBK
POWER OUT TO MICROWAVE AND FRIDGE B-19 COFFEE 
SHOP -AH

EMERGENCY 12/12/12 NNMC-19 1 ELECTRICAL

B2NLXZ POWER OUTAGE B-19 MAIN LOBBY -AH EMERGENCY 12/14/12 NNMC-19 1 ELECTRICAL
B2NLY2 POWER OUTAGE B-19 MAIN LOBBY -AH EMERGENCY 12/15/12 NNMC-19 1 ELECTRICAL

B2NK27
DOOR NOT OPENING, PEOPLE LOCKED INSIDE B-19 RM-
B043

EMERGENCY 12/13/12 NNMC-19 1 LOCKS

B2LZGP TOO COLD IN OFFICE. TURN OFF A/C B-19 RM-6439 -AH EMERGENCY 11/6/12 NNMC-19 1 HVAC

B2LW69 FREEZER ALARM IS SOUNDING B-19 RM-3615 -AH EMERGENCY 11/1/12 NNMC-19 1 HVAC
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B2MF4R HOT CALL B-19 RM-3313 EMERGENCY 11/15/12 NNMC-19 1 HVAC
B2M4HL HOT NETWORK CLOSET B-19 RM-3456 & 1434 -AH EMERGENCY 11/11/12 NNMC-19 1 HVAC
B2MPF7 HOT NETWORK CLOSET B-19 RM-3530 -AH EMERGENCY 11/18/12 NNMC-19 1 HVAC
B2MVJV HOT NETWORK CLOSET B-19 RM-3454 -AH EMERGENCY 11/26/12 NNMC-19 1 HVAC
B2NKW2 COLD TEMP B-19 RM-6000 EMERGENCY 12/13/12 NNMC-19 1 HVAC
B2NKW4 HOT NETWORK CLOSET B-19 RM-1304 -AH EMERGENCY 12/13/12 NNMC-19 1 HVAC

B2NKBH
HOT NETWORK CLOSETS B-19 RM-2307A, 3456, 3544A, 
4539, 5520 -AH

EMERGENCY 12/12/12 NNMC-19 1 HVAC

B2NLXX HOT NETWORK CLOSET B-19 RM-1304 -AH EMERGENCY 12/14/12 NNMC-19 1 HVAC
B2CBYK HVAC-ROOM TOO COLD EMERGENCY 4/24/12 NNMC-19 2 HVAC
B2CCJ7 LOCKS-B-19 ROOM # 5621 - INSTALL LOCK EMERGENCY 5/18/12 NNMC-19 4 LOCKS

B2CS8X
PLUM-Bldg. 19, 2nd floor breezeway. Severe ceiling leak 
needs to be located and fixed. Ceiling tiles damaged and 
need to be replaced.

EMERGENCY 6/11/12 NNMC-19 4 PLUMBING

B2CWDP PLUM-Bldg. 19, Rm. 118. EMERGENCY 6/15/12 NNMC-19 4 PLUMBING

B2FTSX
ELEC-B-19 ROOM # B144 - REPLACE THREE BURNED OUT 
LIGHTS (TREATMENT ROOM)

EMERGENCY 7/9/12 NNMC-19 4 ELECTRICAL

B2GJDR ELEC - NO POWER TO OUTLETS - BLDG 19, RM 2717 EMERGENCY 7/19/12 NNMC-19 4 ELECTRICAL

B2GM2P
PLUM-Bldg. 19, 1st Floor, Rm. 1319. Clogged sink. Needs 
debris filter changed as well. Used for patients, so it's a 
significant priority.

EMERGENCY 7/25/12 NNMC-19 4 PLUMBING

B2GMJJ
LOCKS-Bldg. 19, Rm. 2530. Cipher lock not working. 
Customers locked out of room in Internal Medicine.

EMERGENCY 7/26/12 NNMC-19 4 LOCKS

B2H582
PLUM- B-19 STAIRWELL A1 AND STAIRWELL A2 - FLOOR 
DRAIN BACKING UP

EMERGENCY 8/6/12 NNMC-19 PLUMBING

B2HFN7 HVAC-REPAIR CHILLERS EMERGENCY 8/14/12 NNMC-19 4 HVAC

B2JJ6P
PLUM-B-19 ROOM # 5302 - WATER OVERFLOWING IN 
ROOM

EMERGENCY 4/30/12 NNMC-19 4 PLUMBING

B2JJ6V
ELEC-B-19 ROOM # 4TH FLOOR ENTIRE FLOOR - POWER 
OUTAGE

EMERGENCY 4/30/12 NNMC-19 4 ELECTRICAL

B2JWK5
DOORS - AUTOMATIC DOORS NOT WORKING PROPERLY - 
 NNMC-19, NEAR 1118

EMERGENCY 9/12/12 NNMC-19 4 ELECTRICAL

B2JVSS Lock- Internal Medicine EMERGENCY 9/11/12 NNMC-19 1 LOCKS
B2JW26 LOCK - KEY BROKEN IN LOCK - BLDG 19, RM 4201 EMERGENCY 9/12/12 NNMC-19 4 LOCKS

B2JZC9
LIGHT BULB IN PATIENT CARE AREA IS OUT  THEY WANT 
A BRIGHTER LIGHT B-19

EMERGENCY 5/18/12 NNMC-19 1 REPAIR

B2LBTP HOT NETWORK CLOSET B-19 RM-4539 -AH EMERGENCY 10/21/12 NNMC-19 1

B2LZWX PLUM - OVERFLOWING RESTROOM -  BLDG 19, RM 2030 EMERGENCY 11/7/12 NNMC-19 4 PLUMBING

B2C73N VACUUM HOSE CONNECTED TO WALL IS NOT WORKING EMERGENCY 4/11/12 NNMC-19 4 HVAC

B2CK5N
Bldg. 19, Rm. 3477A. Bathroom toilet seat is falling off in 
patient's room.

EMERGENCY 5/29/12 NNMC-19 4 REPAIR

B2CNGR
HVAC - MACHINERY OVERHEATING - BLDG 19, RMS 
B140, B144

EMERGENCY 6/6/12 NNMC-19 4 HVAC

B2CRXY
PLUM-Bldg. 19, Rm. 4136. Severe leak in ceiling of exam 
room. Ceiling tile is also broken and needs to be 
replaced.

EMERGENCY 6/11/12 NNMC-19 4 PLUMBING

B2CT25
GENM-Bldg. 19, Rm. 4221. Toilet seat in patient's 
bathroom is coming off. Poses significant risk to patient.

EMERGENCY 6/13/12 NNMC-19 4 REPAIR
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B2CT59
PLUM-Bldg. 19, Rm. 3210, Dermatology Clinic Waiting 
Area. Patient's bathroom has ceiling leak above sink.

EMERGENCY 6/13/12 NNMC-19 4 PLUMBING

B2CT9M
LOCK-Bldg. 19, Basement, Radiation-Oncology Clinic, 
Rm. B043. Door lock is sticking, takes significant jiggling 
to open.

EMERGENCY 6/13/12 NNMC-19 4 LOCKS

B2CT8S PLUM-B-19 ROOM # 4136 - REPAIR CEILING LEAK EMERGENCY 6/13/12 NNMC-19 4

B2CXGC
HVAC-B-19 ROOM # 3521 AND 3472 
(HEMATOLOGY/ONCOLOGY CLINIC) B-19 ROOM # 1201- 
NO AIR FLOW

EMERGENCY 6/19/12 NNMC-19 4 HVAC

B2D4H6 ELEC-B-19 ROOM # 5305 POWER OUTAGE. EMERGENCY 6/25/12 NNMC-19 4 ELECTRICAL

B2D4RG
HVAC-B-19 ROOM # 3313 - EXTREMELY HOT 
TEMPERATURE.

EMERGENCY 6/25/12 NNMC-19 4 HVAC

B2D4HS ELCON-Bldg. 19, Lobby. Keys dropped in elevator shaft. EMERGENCY 6/25/12 NNMC-19 4 ENGINEERING

B2D4N8
ELEC-Bldg. 19, Rm. 3233, Cancer Research Center, 
hallway past Prostate Center. Electrical outlets not 
working.

EMERGENCY 6/25/12 NNMC-19 4 ELECTRICAL

B2DZNB
GENM-Bldg. 19, near stairwell. ROTTEN EGG SMELL. 
BASEMENT NEAR STAIRWELL.

EMERGENCY 6/28/12 NNMC-19 4

B2DZPC
ELEC-Bldg. 19, Rm. 3317. CHILLER ALARM GOING OFF 
AND POC CAN'T RE START.

EMERGENCY 6/28/12 NNMC-19 4 ELECTRICAL

B2DZR9
HVAC-Bldg. 19, Rm. 3317. HVAC - FLOW READING IS 
ZERO.

EMERGENCY 6/28/12 NNMC-19 4 HVAC

B2FVJL PLUM-Bldg. 19, Rm. 3475. Sink leaking at J trap. EMERGENCY 7/10/12 NNMC-19 4 PLUMBING

B2FVBF GENM-Bldg. 19, Hallway near 2049. Ceiling tiles falling. EMERGENCY 7/10/12 NNMC-19 4 REPAIR

B2FVFM ELEC-B-19 ROOM # 4578 - POSSIBLE BURNING WIRE EMERGENCY 7/10/12 NNMC-19 4 ELECTRICAL

B2FVB9
HVAC - B-19 ENT CLINIC ROOM # BET ROOM 5109 AND 
5107 HALLWAY.

EMERGENCY 7/10/12 NNMC-19 HVAC

B2FZ2M
HVAC-Bldg. 19, Mech. AIR HANDLERS AFFECTING THE 
ELEVATORS- PLEASE KEEP DOOR SHUT.

EMERGENCY 7/16/12 NNMC-19 4 HVAC

B2FYTK
ELEC-Bldg. 19, Rooms 2530 and 2534. Various 
workstations are out of power in both rooms.

EMERGENCY 7/16/12 NNMC-19 4 ELECTRICAL

B2GMXV
GENM-Bldg. 19, basement, near Rm. B119. Lamp is 
about to fall from ceiling. Significant safety issue.

EMERGENCY 7/26/12 NNMC-19 4

B2GNDK
ELEC/GENM - CEILING COLLAPSING - BLDG 19, NEAR RM 
B119

EMERGENCY 7/27/12 NNMC-19 4 STRUCTURAL

B2HC44 HVAC - TOO HOT - MRI SHUT DOWN - BLDG 19, RM B040 EMERGENCY 8/13/12 NNMC-19 4 HVAC

B2HPFB PLUM - FLOODING IN BLDG 19, RAD/ONC, RM B041 EMERGENCY 8/16/12 NNMC-19 4 PLUMBING

B2HNZ7 ELEC-B-19 ROOM # B043 - POWER OUTAGE EMERGENCY 8/16/12 NNMC-19 4 ELECTRICAL

B2JSMR ELEC-B-19 ROOM # 43 BASEMENT - POWER OUTAGE EMERGENCY 5/17/12 NNMC-19 4 ELECTRICAL

B2KJNZ POWER OUTAGE BLDG 19 RM 3115 EMERGENCY 5/17/12 NNMC-19 1
B2KJP4 HOT CALL BLDG 19 RM B140 EMERGENCY 5/24/12 NNMC-19 1
B2KJRG TOO HOT IN PHARMACY BLDG 19 RM 1220 EMERGENCY 5/26/12 NNMC-19 1

B2KJNX
NO LIGHTS IN RADIATION ONCOLOGY DEPT BLDG 19 RM 
43

EMERGENCY 5/13/12 NNMC-19 1

B2LTHK WATER LEAK,NNMC-19 EMERGENCY 10/30/12 NNMC-19 4 PLUMBING
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B2LTFC WATER LEAKING THROUGH THE WALL EMERGENCY 10/29/12 NNMC-19 4 PLUMBING

B2LTXT
ACTIVE CEILING LEAK - IN LIGHT FIXTURE - BLDG 19, RM 
3314

EMERGENCY 11/1/12 NNMC-19 4 PLUMBING

B2LXL9 POWER OUTAGE B-19 RM-5619 -AH EMERGENCY 11/2/12 NNMC-19 1 ELECTRICAL

B2MB85
SUMP PUMP CONTROL PANEL ALARM GOING OFF B-19 
RM-B041 ROOM IS NOW FLOODING

EMERGENCY 11/15/12 NNMC-19 1 PLUMBING

B2M4HK
CHECK ALL AIR HANDLERS IN BUILDING FOR OUTAGE B-
19 -AH

EMERGENCY 11/11/12 NNMC-19 1 HVAC

B2MVJR
COMPUTER ROOM HAS NO POWER (RUNNING ON 
EMERGENCY POWER-NEEDS TO BE SWITCH TO NORMAL 
POWER) B-19 RM-B146 -AH

EMERGENCY 11/26/12 NNMC-19 1 ELECTRICAL

B2N7JF Hot Call-B-19, MRI Basement EMERGENCY 12/3/12 NNMC-19 4
B2NGSS OUTLET FOR FRIDGE IS OUT IN COFFEE SHOP- AH EMERGENCY 12/6/12 NNMC-19 4 ELECTRICAL

B2NGSV
MRI LIGHTS ARE OUT STANDARD INCONDESENT BULBS 
(3) CALL BEFORE TO H(AH) AVE SOMEONE THERE TO 
GIVE YOU ACCESS

EMERGENCY 12/6/12 NNMC-19 4 ELECTRICAL

B2CN8K
PLUM-Bldg. 19, Severe wall leak in hallway of corridor 
5108, between restrooms 5107 and 5109.

EMERGENCY 6/6/12 NNMC-19 4 PLUMBING

B2CYPG PLUM-Bldg. 19, Rm. 4136S. Leak from ceiling. EMERGENCY 6/21/12 NNMC-19 4 PLUMBING

B2CZ6F
HVAC/PLUM - ROTTEN EGG SMELL? BLDG 19, 
BASEMENT NEAR STAIRWELL

EMERGENCY 6/22/12 NNMC-19 4 PLUMBING

B2FVWV LOCK-B-19 ROOM # B041 - REPAIR BROKEN DOOR LOCK EMERGENCY 7/11/12 NNMC-19 4 LOCKS

B2FWDJ HVAC-Bldg. 19, Rm. 3339. No A/C in room. EMERGENCY 7/11/12 NNMC-19 2 HVAC

B2GKMM ELEC-B-19 ROOM # 2646 - POWER OUTAGE EMERGENCY 7/23/12 NNMC-19 4 ELECTRICAL

B2GSWZ ELEC-B-19 ROOM # 3RD FLOOR 3615 - NO POWER EMERGENCY 7/30/12 NNMC-19 4 ELECTRICAL
B2JTY9 ELEC - POWER OUTAGE - BLDG 19, RM 134 EMERGENCY 9/10/12 NNMC-19 4 ELECTRICAL
B2JX6F POWER OUTAGE TO OVERHEAD LIGHTS(RELAMP) EMERGENCY 9/14/12 NNMC-19 4 ELECTRICAL
B2JYZY HOT NETWORK CLOSET - NNMC-19, RM 4503 EMERGENCY 9/19/12 NNMC-19 4 HVAC

B2JYZZ
ELEC - ALARM SOUND COMING FROM SUMP ROOM - 
NNMC-19, B-034

EMERGENCY 9/19/12 NNMC-19 4

B2JYP4 HOT CALL, MICC, B-19, RM anit partum 2 EMERGENCY 9/19/12 NNMC-19 4 HVAC

B2K6GS
PRESSURIZED ROOM - RADIATION CAN ESCAPE IF 
NEGATIVE PRESSURE IS NOT MAINTAINED - BLDG 19, 
RM 1512

EMERGENCY 10/3/12 NNMC-19 4 HVAC

B2KJ3Z
CEILING TILES FALLING IN THE HALLWAY BLDG 19 NEAR 
RM 2049

EMERGENCY 10/10/12 NNMC-19 1

B2KXVH COLD CALL B-19 RM-6407 -AH EMERGENCY 10/17/12 NNMC-19 1

B2JZG2
PLUM- TOILET CLOGGED AND FULL OF WASTE. SMELLS 
IN HALLWAY B-2

EMERGENCY 6/12/12 NNMC-2 1 PLUMBING

B2LVGF
CEILING TILES FELL FROM CEILING AND WATER IS ON 
THE FLOOR B-2 RM-1432 -AH

EMERGENCY 10/31/12 NNMC-2 1 PLUMBING

B2NTKB UPS B-2 RM-2152 ALARM GOING OFF EMERGENCY 12/28/12 NNMC-2 1 ELECTRICAL
B2LNCZ HOT CALL B-2 MAINSTREET DINING AREA EMERGENCY 10/25/12 NNMC-2 1 HVAC

B2M4FD
HOT CALL B-2 HALLWAY BY MAINSTREET CAFE NEXT TO 
BANK

EMERGENCY 11/13/12 NNMC-2 1 HVAC

B2NHDG
HOT CALL B-2 SUBWAY DUNK N DONUTS BY 
MAINSTREET CAFE

EMERGENCY 12/10/12 NNMC-2 1 HVAC

B2NNMM HOT CALL B-2 DUNKIN DONUTS -AH EMERGENCY 12/18/12 NNMC-2 1 HVAC

B2NNMN HOT NETWORK CLOSET B-2 RM-3265 -AH EMERGENCY 12/17/12 NNMC-2 1 HVAC
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B2NKW5 HOOD SYSTEM NOT WORKING B-2 MAIN STREET -AH EMERGENCY 12/14/12 NNMC-2 1 HVAC

B26G9M HVAC - HOT NETWORK CLOSET EMERGENCY 1/6/12 NNMC-2 4 HVAC
B26G9L HVAC - HOT NETWORK CLOSET EMERGENCY 1/6/12 NNMC-2 4 HVAC
B27B6Y GENM- BURNING SMELL EMERGENCY 1/17/12 NNMC-2 4 REPAIR
B29VG6 PLUM - CEILING LEAK - BLDG 2, DRY DOCK EMERGENCY 3/14/12 NNMC-2 4 PLUMBING
B2CRXX Lock- Subway EMERGENCY 6/11/12 NNMC-2 1 LOCKS

B2H74R
PLUM - ACTIVE CEILING LEAK - BLDG 2, MAINSTREAM 
CAFE

EMERGENCY 8/9/12 NNMC-2 4 STRUCTURAL

B2JVVZ
PLUM - OVERFLOWING TOILET - ROOM FLOODED - BLDG 
2, ACROSS FROM POST OFFICE

EMERGENCY 9/11/12 NNMC-2 4 PLUMBING

B2K576 HOT NETWORK CLOSET BLDG 2 RM 3265 EMERGENCY 5/1/12 NNMC-2 1

B2M2SC
VENTILATION HOOD NOT WORKING PROPERLY B-2 
MAINT STREET CAFE -AH

EMERGENCY 11/6/12 NNMC-2 1 HVAC

B263XW ELEC- POWER EMERGENCY 1/4/12 NNMC-2 4 ELECTRICAL

B284JK ELEC - FIRE SCENE - BLDG 2, MAIN STREET EMERGENCY 2/9/12 NNMC-2 4 FIRE EQUIPMENT

B29V8P ELEC-REPLACE LIGHTS EMERGENCY 2/21/12 NNMC-2 4 HVAC
B2BSVJ ELEC-RESTORE POWER TO REFRIGERATED TRAILER EMERGENCY 4/27/12 NNMC-2 4 ELECTRICAL

B2GJXB
GENM - BROKEN DOOR CLOSER - SECURED ROOM - 
BLDG 2 , RM 2152

EMERGENCY 7/20/12 NNMC-2 4 STRUCTURAL

B2JSPN
PLUM-B-2 ROOM # 1ST FLOOR MENS BATHROOM - 
TOILET OVERFLOWING

EMERGENCY 5/17/12 NNMC-2 4 PLUMBING

B2KK4J CAN'T GET IN ROOM BLDG 2 RM 2419 EMERGENCY 5/14/12 NNMC-2 1

B2KK4K
ACROSS FRM SUBWAY MENS BATHROOM IS 
OVERFLOWING BLDG 2

EMERGENCY 5/17/12 NNMC-2 1

B26GVM HVAC - HOT NETWORK CLOSET EMERGENCY 1/6/12 NNMC-2 4 HVAC
B26GVR HVAC - HOT NETWORK CLOSET EMERGENCY 1/6/12 NNMC-2 4 HVAC
B293C3 PLUM- COMMODE LEAK EMERGENCY 2/27/12 NNMC-2 4 PLUMBING
B29TRM HVAC - TOO HOT - BLDG 2, DENTAL READINESS EMERGENCY 3/13/12 NNMC-2 4 HVAC

B2G2WJ
PLUM-Bldg. 2, Main Street, 1st Floor. Toilet constantly 
flushing in women's restroom.

EMERGENCY 7/17/12 NNMC-2 4 PLUMBING

B2HSMT HVAC-B-2 ROOM # 3265 - AC NOT WORKING. EMERGENCY 8/21/12 NNMC-2 2 HVAC

B2JT47
MOP SINK IS BACKED UP, TOILET AND SINK IN LADIES 
ROOM IS ALSO CLOGGED

EMERGENCY 9/6/12 NNMC-2 4 PLUMBING

B2JT94
PLUM - TOILET OVERFLOWING - MENS RESTROOM  - B 2, 
R1412

EMERGENCY 9/7/12 NNMC-2 4 PLUMBING

B2JYWF HOT CALL-Subway shop, B-2 EMERGENCY 9/19/12 NNMC-2 2 HVAC

B2KHFK COMPUTERS ARE DOWN: NO POWER BLDG 10 RM 1101 EMERGENCY 5/24/12 NNMC-2 1

B2KHFL ROOM IS TOO HOT BLDG 10 RM 4049 EMERGENCY 5/24/12 NNMC-2 1
B2KHFM ROOM TOO HOT BLDG 10 RM 5002 EMERGENCY 5/24/12 NNMC-2 1

B2KHFN
HOT NETWORK CLOSET BLDG 10 RM 3166B, 5166B, 
7166B

EMERGENCY 5/25/12 NNMC-2 1

B2MSM4 TOO COLD ON THE ENTIRE FLOOR B-3 -AH EMERGENCY 11/21/12 NNMC-3 1 HVAC
B299XR PLUM-CEILING LEAK EMERGENCY 2/29/12 NNMC-3 4 PLUMBING
B2BJ5G PLUM-LEAKING FROM CEILING EMERGENCY 4/7/12 NNMC-3 4 PLUMBING

B2CWCT
PLUM-Bldg. 3. CHECK WATER SYSTEM, WATER VALVE 
HAS BEEN TURNED OFF

EMERGENCY 6/15/12 NNMC-3 4 PLUMBING

B2CWCW HVAC-Bldg. 3A, Rm. 3033. Room too cold. EMERGENCY 6/15/12 NNMC-3 4 HVAC

B2CWCZ HVAC-Bldg. 3, Rm. 3143. Patient room is too hot. EMERGENCY 6/15/12 NNMC-3 4 HVAC
B2MPKV Urnial, B-4, RM-4185 EMERGENCY 11/19/12 NNMC-4 4 PLUMBING
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B2BDBV PLUM-WATER LEAK EMERGENCY 4/3/12 NNMC-4 4 PLUMBING
B2BFF6 PLUM-CLOGGED SINK EMERGENCY 4/3/12 NNMC-4 4 PLUMBING

B2JZGH
VENTILATION FAN NOT WORKING IN NITROGEN TANK 
ROOM - BLDG 4, RM 1352

EMERGENCY 9/20/12 NNMC-4 4 ELECTRICAL

B2CKMC
PLUM - Hot Water Circulating pump leaking - Bldg. 4 
Basement MER 60

EMERGENCY 5/30/12 NNMC-4 4 PLUMBING

B2GJZL B-4 ROOM # 4319 - REPLACE FLOURESCENT BULBS EMERGENCY 7/20/12 NNMC-4 4 ELECTRICAL
B2H7KG ELEC-B-4 ROOM # 204 - REPAIR BLOWN FUSE EMERGENCY 4/21/12 NNMC-4 4 ELECTRICAL
B2LTH5 WATER LEAK EMERGENCY 10/30/12 NNMC-4 4 PLUMBING

B27KJZ HVAC - TOO HOT IN DOSIMETRY CTR - BLDG 4, RM 4173 EMERGENCY 1/26/12 NNMC-4 4 HVAC

B28KNR HVAC - No Heat EMERGENCY 2/15/12 NNMC-5 4 HVAC

B2C75Y
PLUM - CEILING LEAK - BLDG 5, HALLWAY NEAR RM 
4035

EMERGENCY 5/15/12 NNMC-5 4 PLUMBING

B2CM52 PLUM-FLOODING IN BLDG 5, ON 1 ST FLOOR EMERGENCY 6/1/12 NNMC-5 2 PLUMBING
B2H7PP HVAC-B-5 ROOM # 4020 - HOT TEMPARATURE EMERGENCY 4/26/12 NNMC-5 4 HVAC

B2LG34
OUTSIDE SPRINKLER BROKEN B-5 ACROSS FROM FISHER 
HOUSE -AH

EMERGENCY 10/23/12 NNMC-5 1

B26GZH PLUM - CEILING LEAK - BLDG 5, RM 3007 EMERGENCY 1/10/12 NNMC-5 4 REPAIR

B2CLYX
PLUM-Bldg. 5, Rm. 2006. Toilet is about to overflow, 
possible property damage.

EMERGENCY 6/4/12 NNMC-5 4 PLUMBING

B2HNVC PLUM - ACTIVE CEILING LEAK - BLDG 5, RM 3039 EMERGENCY 8/15/12 NNMC-5 4 STRUCTURAL

B2LTBB
LEAKING UNDERNEATH WINDOW IN BIO MED SHOP B-5 -
AH

EMERGENCY 10/30/12 NNMC-5 1 REPAIR

B2MNWT RESET BREAKER B-5 RM-3028 -AH EMERGENCY 11/15/12 NNMC-5 1 ELECTRICAL

B28LW4 HVAC- HOT TEMPERATURE EMERGENCY 2/17/12 NNMC-5 4 HVAC
B2MR44 HOT NETWORK CLOSET B-54 RM-B139 -AH EMERGENCY 11/20/12 NNMC-54 1 HVAC
B2662K HVAC - STEAM LEAK - BLDG 54, MER EMERGENCY 1/6/12 NNMC-54 4 HVAC
B2LVH3 WATER LEAK B-54 RM-MECH ROOM 2ND FLOOR EMERGENCY 11/1/12 NNMC-54 1 PLUMBING
B27KCC GENM - DOCK PLATES EMERGENCY 1/26/12 NNMC-54 4 ELECTRICAL

B2CKHN
HVAC-Hospital Command Center, Bldg. 54-basement. 
High temperature alarms are going off on the A/C units 
in the server room. Room is rapidly heating up

EMERGENCY 5/30/12 NNMC-54 4 HVAC

B2CWSN
PLUM-Bldg. 54, two leaks coming from ceiling. Air-
handling pipes are leaking oil.

EMERGENCY 6/18/12 NNMC-54 4 PLUMBING

B2CXCP
PLUM - TOILET OVERFLOWING - BLDG 54, MAIN FLOOR, 
D-227

EMERGENCY 6/19/12 NNMC-54 4 PLUMBING

B2K32L PLUM-COMMODE OVERFLOWING, B-54, RM-D227 EMERGENCY 9/25/12 NNMC-54 4

B2M4TN OVER HEAD DOOR WONT CLOSE B-54 WAREHOUSE -AH EMERGENCY 11/13/12 NNMC-54 1 REPAIR

B2MNJW OVERHEAD DOOR IS STUCK B-54 WAREHOUSE -AH EMERGENCY 11/14/12 NNMC-54 1 REPAIR

B2KM3K TOO HOT IN TEMPORARY MORGUE BLDG 54 EMERGENCY 5/27/12 NNMC-54 1
B2LT9B ACTIVE LEAK B-55 BASEMENT RM-C186B EMERGENCY 10/31/12 NNMC-55 1 PLUMBING
B2MPF8 TOO COLD. TURN ON THE HEAT B-55 RM-C-02 -AH EMERGENCY 11/16/12 NNMC-55 1 HVAC
B2BPKS ELEC-POWER OUTAGE EMERGENCY 4/25/12 NNMC-55 4 ELECTRICAL
B2BRHK GENM-CONCRETE CRACKING AND FALLING EMERGENCY 4/27/12 NNMC-55 4 REPAIR
B2CM3R PLUM-CEILING LEAK EMERGENCY 6/1/12 NNMC-55 2 PLUMBING

B2GXN8 GENM - MISSING DOOR HANDLE - BLDG 55, NORTH END EMERGENCY 8/2/12 NNMC-55 4 STRUCTURAL

B2JHSR PLUM- WATER LEAK, BLDG 55 EMERGENCY 8/27/12 NNMC-55 4 PLUMBING
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B2JVTV Locked out of office EMERGENCY 9/11/12 NNMC-55 4
B2LBW2 FUSE BOX, B-55 BOOTH EMERGENCY 10/22/12 NNMC-55 4
B27YN2 GENM - Repair Sliding Doors EMERGENCY 2/7/12 NNMC-55 4 REPAIR

B28SG3 PLUM - STEAM LEAK - BLDG 55, RM R14A EMERGENCY 2/24/12 NNMC-55 4
ENVIRONMENTA

L
B2F3FH GENM-Bldg. 55, P3 Level. Broken glass. EMERGENCY 6/28/12 NNMC-55 4 REPAIR
B2LXLC DOORS WILL NOT SECURE B-55 SKYWALK -AH EMERGENCY 11/3/12 NNMC-55 1 LOCKS
B27KGF ELEC - HANGING LIGHT EMERGENCY 1/26/12 NNMC-55 4 ELECTRICAL
B27Y2V ELEC - ELECTRIC EXIT SIGN - BLDG 55, P1, SOUTH EMERGENCY 2/6/12 NNMC-55 4 ELECTRICAL
B2KM3L LOSS OF POWER BLDG 55 EMERGENCY 5/11/12 NNMC-55 1
B27HR9 ELEC - LOSS OF POWER - BLDG 6, RM 1369 EMERGENCY 1/24/12 NNMC-6 4 ELECTRICAL
B29RK3 ELEC - POWER OUTAGE - BLDG 6, RM 3204 EMERGENCY 3/12/12 NNMC-6 1 ELECTRICAL

B2F95M
PLUM - WATER RUNNING DOWN WALL - BLDG 6, RM 
1722

EMERGENCY 6/29/12 NNMC-6 4 PLUMBING

B2NLYG
POWER OUTAGE- LIGHTS OUT ON MULTIPLE LEVELS IN 
GARAGE B-63 -AH

EMERGENCY 12/16/12 NNMC-63 1 ELECTRICAL

B2LXLG HEATING NOT WORKING IN GUARD SHACK B-63 EMERGENCY 11/5/12 NNMC-63 1 HVAC
B263ST ELCON- ELEVATOR EMERGENCY 1/4/12 NNMC-63 4 REPAIR
B26H2W GENM - PIPE BURST EMERGENCY 1/4/12 NNMC-63 4 PLUMBING
B265ZB GENM - PIPES BURST EMERGENCY 1/4/12 NNMC-63 4 PLUMBING
B2N5GJ NO HOT WATER IN WHOLE BUILDING B-7 EMERGENCY 11/30/12 NNMC-7 1 PLUMBING

B2N52X
HOT CALL -  BLDG 7, WHOLE ADDICTIONS CLINIC IS HOT 
4TH FLOOR

EMERGENCY 11/29/12 NNMC-7 3 HVAC

B2N8N2 HOT NETWORK CLOSET B-7 RM-5325, 6325 -AH EMERGENCY 11/29/12 NNMC-7 1 HVAC
B2N8NP HOT NETWORK CLOSET B-7 RM-5325 -AH EMERGENCY 11/29/12 NNMC-7 1 HVAC
B2N8NR HOT NETWORK CLOSET B-8 RM-3132 -AH EMERGENCY 11/29/12 NNMC-7 1 HVAC
B2N8H6 TOO HOT B-7 RM-1314 -AH EMERGENCY 11/27/12 NNMC-7 1 HVAC
B2N928 HIGH TEMPERATURE BREACH B-7 RM-5325 -AH EMERGENCY 12/2/12 NNMC-7 1 HVAC
B2NH7P HOT NETWORK CLOSET B-7 RM-6325 -AH EMERGENCY 12/9/12 NNMC-7 1 HVAC
B26545 HVAC- NO HEAT EMERGENCY 1/5/12 NNMC-7 4 HVAC
B26G9Z HVAC - HOT NETWORK CLOSET EMERGENCY 1/6/12 NNMC-7 4 HVAC
B2667H CALL BELLS NOT WORKING EMERGENCY 1/6/12 NNMC-7 4 ELECTRICAL
B28K64 HVAC - TOO HOT - BLDG 7, RM 1469B EMERGENCY 2/14/12 NNMC-7 4 HVAC
B29CN9 HVAC - TOO HOT - BLDG 7, FLOORS 5 AND 6 EMERGENCY 3/1/12 NNMC-7 4 HVAC
B2CD96 HVAC-TOO HOT EMERGENCY 5/1/12 NNMC-7 2 HVAC

B2FRPD
PLUM-B-7 ROOM # 1502 - TOILET WATER 
COUNTINOUSLY RUNNING.

EMERGENCY 7/6/12 NNMC-7 4 PLUMBING

B2G5KH
HVAC-Bldg. 7, Dispatch. Too cold in dispatch at police 
kiosk.

EMERGENCY 7/18/12 NNMC-7 4

B2K574 HOT CALL BLDG 7 RM 3132 EMERGENCY 5/1/12 NNMC-7 1

B2LDLM
DOOR HARDWARE DANGLING (SAFETY ISSUE) B-7 MAIN 
ENTRANCE

EMERGENCY 10/23/12 NNMC-7 1

B2643T HVAC- TOO COLD EMERGENCY 1/4/12 NNMC-7 4 HVAC
B266B3 HOT NETWORK CLOSET EMERGENCY 12/30/11 NNMC-7 4 HVAC
B266BB HOT NETWORK CLOSET EMERGENCY 12/30/11 NNMC-7 4 HVAC
B266BG HVAC - HOT NETWORK CLOSET EMERGENCY 12/31/11 NNMC-7 4 HVAC
B26H6G ELEC - REPLACE GFCI - BLDG 7, RM 3104 EMERGENCY 1/10/12 NNMC-7 4 ELECTRICAL
B26J2G HVAC - HOT NETWORK CLOSET EMERGENCY 1/7/12 NNMC-7 4 HVAC
B27L9N HVAC - Too hot EMERGENCY 1/27/12 NNMC-7 4 HVAC
B27LFY HVAC - WAY TOO HOT - BLDG 7, RM 1469B EMERGENCY 1/27/12 NNMC-7 4 HVAC
B27LHB ELEC - POWER OUTAGE - BLDG 7, RM 6309 EMERGENCY 1/27/12 NNMC-7 4 ELECTRICAL
B27PTN HVAC- Too Hot EMERGENCY 1/31/12 NNMC-7 4 HVAC
B29V8Z HVAC-COLD TEMPERATURE EMERGENCY 2/21/12 NNMC-7 4 HVAC
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B29N28 HVAC-HOT TEMPERATURE EMERGENCY 3/7/12 NNMC-7 4 HVAC
B2B2CS PLUM-LEAKING CEILING ACROSS FROM SUBWAY EMERGENCY 3/19/12 NNMC-7 4 PLUMBING

B2CKJN
GENM-Medical Records Room in the Occupational 
Health Clinic, Bldg. 7, Rm. 2143-A. Electronic door lock 
to patient records room is broken.

EMERGENCY 5/30/12 NNMC-7 4 LOCKS

B2CTCN
ELEC-Bldg. 7, Floor 5, Rm. 5307. Staff smells electrical 
burns in area but are unable to locate source. Please 
investigate.

EMERGENCY 6/13/12 NNMC-7 4 ELECTRICAL

B2FVCH PLUM-Bldg. 7, Rm. 17A. Ceiling is leaking water. EMERGENCY 7/10/12 NNMC-7 4 PLUMBING

B2FVFX
PLUM - TOILETS WON'T FLUSH - URINALYSIS - BLDG 7, 
RM 4103

EMERGENCY 7/10/12 NNMC-7 4 PLUMBING

B2FZ5H
PLUM - OVERFLOWING TOILET - BLDG 7, LADIES 
RESTROOM

EMERGENCY 7/16/12 NNMC-7 4 PLUMBING

B2KJSL ROOM TEMP TOO HIGH BLDG 7 RM 3121 EMERGENCY 10/12/12 NNMC-7 1
B2LTGS WATER LEAK,NNMC-7 EMERGENCY 10/30/12 NNMC-7 4 PLUMBING

B2LTXL
LEAK IN MENS BATHROOM AND ACROSS FROM 
INFECTION DISEASE B-7 -AH

EMERGENCY 10/29/12 NNMC-7 1 PLUMBING

B265ZG HVAC - TOO COLD EMERGENCY 1/4/12 NNMC-7 4 HVAC
B2638X HVAC - TOO COLD - BLDG 7, RM 3103 EMERGENCY 1/3/12 NNMC-7 4 HVAC
B265CT ELEC - LOSS OF POWER EMERGENCY 1/5/12 NNMC-7 4 ELECTRICAL
B26GVX HVAC - HOT NETWORK CLOSET EMERGENCY 1/6/12 NNMC-7 4 HVAC
B26GW3 HVAC - HOT NETWORK CLOSET EMERGENCY 1/7/12 NNMC-7 4 HVAC
B2787K ELEC - EXPOSED WIRES - BLDG 7, RM 3103 EMERGENCY 1/12/12 NNMC-7 4 ELECTRICAL

B28F6V
ELEC - BLOWN FUSE - BLDG 7, RM 3109, 3120, 3121, 
3119

EMERGENCY 2/13/12 NNMC-7 4 ELECTRICAL

B28LF8 HVAC - TOO HOT - BLDG 7 - 7 ROOMS EMERGENCY 2/16/12 NNMC-7 4 HVAC

B2B4J3 FIRE-POSSIBLE BURING WIRE EMERGENCY 3/22/12 NNMC-7 4
FIRE 

PROTECTION
B2BBF7 PLUM-TURN WATER BACK ON EMERGENCY 3/31/12 NNMC-7 4 PLUMBING

B2CY6P
ELEC-Bldg. 7, Corridor near eye center. No electricity to 
outlets.

EMERGENCY 6/20/12 NNMC-7 4 ELECTRICAL

B2CYTN
ELEC-B-7 ROOM # CORRIDOR NEAR EYE CENTER - NO 
ELECTRICITY TO OUTLETS.

EMERGENCY 6/19/12 NNMC-7 4 ELECTRICAL

B2FM7G
PLUM-Bldg. 7, 3rd Floor, Rm. 3102. Paper towel flushed 
down toilet; toilet is now clogged.

EMERGENCY 7/3/12 NNMC-7 4 PLUMBING

B2FWFV PLUM-Bldg. 7, Room closest to 2107. Leak in ceiling. EMERGENCY 7/11/12 NNMC-7 4

B2G2ZK
PLUM-Bldg. 7, Basement, Rm. 0260. Toilet overflowing 
in restroom.

EMERGENCY 7/17/12 NNMC-7 4 PLUMBING

B2HV2P
PLUM - ACTIVELY OVERFLOWING TOILET - BLDG 7, RM 
4135

EMERGENCY 8/22/12 NNMC-7 4 PLUMBING

B2JHVY
ELEC - LOSS OF POWER - BLDG 7, RMS 1421, 1423, 1425, 
1427

EMERGENCY 8/27/12 NNMC-7 4 ELECTRICAL

B2KM3Y
MECHANICAL ROOM ON 2ND FLR RM 2664 
CONDASTATE LINES ARE LEAKING INTO RM 1445 BLDG 7

EMERGENCY 5/16/12 NNMC-7 1

B2KM3Z
A/C UNIT IS BLOWING OUT HOT AIR. PLEASE CHECK THE 
WHOLE CLINIC BLDG 7 RM 4105

EMERGENCY 5/29/12 NNMC-7 1

B2KM42 A/C IS NOT WORKING PROPERLY B-7 RM-3121 EMERGENCY 5/30/12 NNMC-7 1
B2KZHS NO POWER BLDG 7 RM 6323 EMERGENCY 10/19/12 NNMC-7 1

B2N9CR
HUMIDITY IS TOO LOW AND TEMPERATURE IS TOO 
HIGH - BLDG 8, RM 1770

EMERGENCY 12/6/12 NNMC-8 4 HVAC
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B2M2SD HOT CALL B-8 RM-6127 -AH EMERGENCY 11/6/12 NNMC-8 1 HVAC
B2LZWG HOT CALL, B-10, RM-6042 EMERGENCY 11/7/12 NNMC-8 4 HVAC
B2LR4F COLD CALL B-8 FLOOR-N/A -AH EMERGENCY 10/25/12 NNMC-8 1 HVAC
B2LTXZ HOT NETWORK CLOSET B-8 RM-6135 -AH EMERGENCY 10/28/12 NNMC-8 1 HVAC
B2LW6D COLD CALL B-8 RM-4140 -AH EMERGENCY 11/1/12 NNMC-8 1 HVAC
B2N8N4 HOT NETWORK CLOSET B-8 RM-3132 -AH EMERGENCY 11/29/12 NNMC-8 1 HVAC
B2N92C HOT NETWORK CLOSET. B-8 RM-3132 -AH EMERGENCY 12/2/12 NNMC-8 1 HVAC
B2NLYJ HIGH TEMP BREACH B-8 RM-2207 -AH EMERGENCY 12/16/12 NNMC-8 1 HVAC
B26GGG PLUM- LEAK EMERGENCY 1/4/12 NNMC-8 4 PLUMBING
B27XWJ PLUM - ACTIVE CEILING LEAK - BLDG 8, RM 2220 EMERGENCY 2/6/12 NNMC-8 4 PLUMBING
B29334 HVAC - TOO COLD - BLDG 8, ENTIRE PCS @ 4124 EMERGENCY 2/27/12 NNMC-8 4 HVAC
B29B28 ELEC-REPLACE SWITCH EMERGENCY 2/29/12 NNMC-8 4 ELECTRICAL
B29D3H HVAC - TOO COLD EMERGENCY 2/27/12 NNMC-8 4 HVAC
B298KG HVAC- REPAIR/REPLACE THERMOSTAT EMERGENCY 2/28/12 NNMC-8 1 HVAC
B29K72 PLUM - CEILING LEAK - BLDG 8, NEAR 5128 EMERGENCY 3/5/12 NNMC-8 4 PLUMBING
B2B24D PLUM-FLOODING IN BATHROOM EMERGENCY 3/20/12 NNMC-8 4 PLUMBING
B2B226 HVAC - VERIFY ACTUATOR - BLDG 8, 1ST FLOOR EMERGENCY 3/20/12 NNMC-8 4 HVAC
B2B8S3 ELEC-POWER OUTAGE EMERGENCY 3/30/12 NNMC-8 4 ELECTRICAL
B2BHTM PLUM - CLOGGED TOILET - BLDG 8, RM 3147 EMERGENCY 4/10/12 NNMC-8 4 PLUMBING
B2BKFV ELEC - POWER OUTAGE - BLDG 8, RM 5109 EMERGENCY 4/16/12 NNMC-8 4 ELECTRICAL

B2GMTF
PLUM/ELEC-Bldg. 8, Rm. 1331 and hallway by chapel. 
Ceiling leak and alarm going off.

EMERGENCY 7/26/12 NNMC-8 4 PLUMBING

B2GMKC HVAC - TOO HOT IN ELEVATOR MER, BLDG 8 EMERGENCY 7/26/12 NNMC-8 4 HVAC

B2H7ST
LOCKS-B-8 ROOM # 2252 - OPEN AND REPAIR/REPLACE 
DOOR LOCK DOES NOT OPEN

EMERGENCY 8/10/12 NNMC-8 LOCKS

B2JJ67 FIRE-B-8 ROOM # 3131 - BURNING SMELL OF PLASTIC. EMERGENCY 4/30/12 NNMC-8 4
FIRE 

PROTECTION
B2JK2T PLUM B-8 ROOM # 2222 - NO HOT WATER EMERGENCY 5/2/12 NNMC-8 4 PLUMBING

B2K573
POWER IS RUNNING OFF BATTERY PLEASE CHECK BLDG 
8

EMERGENCY 4/30/12 NNMC-8 1

B2K57F NO HOT WATER. BLDG-8 2222 EMERGENCY 5/2/12 NNMC-8 1
B279XS HVAC- RADIATORS INOPERABLE EMERGENCY 1/17/12 NNMC-8 4 HVAC
B28L44 PLUM - CEILING LEAK - BLDG 8, RM 5108 EMERGENCY 2/15/12 NNMC-8 4 PLUMBING
B29N5C ELEC - POWER OUTAGE - BLDG 8, RM 1327 EMERGENCY 3/7/12 NNMC-8 4 ELECTRICAL
B29MS6 HVAC-HOT NETWORK CLOSET EMERGENCY 3/6/12 NNMC-8 4
B29XGL ELEC - POWER OUTAGE - BLDG 8,  RM 5135 EMERGENCY 3/16/12 NNMC-8 4 ELECTRICAL

B2B2TL
ELEC-DOUBLE DOORS TO CLINIC NOT OPENING 
PROPERLY

EMERGENCY 3/20/12 NNMC-8 4 ELECTRICAL

B2B2D6 HVAC-TOO COLD EMERGENCY 3/19/12 NNMC-8 4 HVAC
B2B8TW PLUM-REPAIR CLOGGED TOILET EMERGENCY 3/30/12 NNMC-8 4 PLUMBING
B2BD4D PLUM - TOILET ABOUT TO OVERFLOW - BLDG 8 EMERGENCY 4/4/12 NNMC-8 4 PLUMBING
B2BFHN PLUM - CLOGGED TOILET - BLDG 8, RM 3147 EMERGENCY 4/6/12 NNMC-8 4 PLUMBING
B2BDXJ PLUM- CLOGGED TOILET EMERGENCY 4/3/12 NNMC-8 4 PLUMBING
B2BSWV GENM-DOOR WILL NOT OPEN EMERGENCY 4/19/12 NNMC-8 4 REPAIR
B2BT5F ELEC- REPAIR BREAKER EMERGENCY 4/30/12 NNMC-8 4 ELECTRICAL

B2CKKC
PLUM-Bldg. 8, 2nd floor, women's bathroom by dental 
clinic, next to cleaning room (2304), toilet is heavily 
leaking in handicapped stall.

EMERGENCY 5/30/12 NNMC-8 4 PLUMBING

B2CT7G HVAC-B-8 ROOM # 1400- HOT NETWORK CLOSET. EMERGENCY 6/11/12 NNMC-8 4 HVAC
B2F62Z HVAC-Bldg. 8, Rm. 1400. Hot network closet. EMERGENCY 6/28/12 NNMC-8 4 HVAC
B2FVC5 HVAC-Bldg. 8, Rm. 1329A. Chapel is too cold. EMERGENCY 7/10/12 NNMC-8 4 HVAC

B2FZ57
HVAC - TOO HOT IN WOUNDED WARRIOR CLINIC - BLDG 
8, 3RD FLOOR

EMERGENCY 7/16/12 NNMC-8 4 HVAC
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B2FZ9J
ELEC - LIGHTS OUT - TOTALLY DARK - WOUNDED 
WARRIOR

EMERGENCY 7/16/12 NNMC-8 4 ELECTRICAL

B2GK4X
ELEC - LOSS OF POWER - PATIENT CARE AREA - BLDG 8, 
RM 4160

EMERGENCY 7/20/12 NNMC-8 4 ELECTRICAL

B2LTFT WATER LEAK IN THE LASER VISION CENTER EMERGENCY 10/29/12 NNMC-8 4 PLUMBING

B2LTY4
LEAK IN COMM CLOSET COMING FROM HW HEATER B-8 
RM-6139 -AH

EMERGENCY 10/29/12 NNMC-8 1 PLUMBING

B2MRTW HUMIDITY IS LOW IN RMS 170,173 B-9 -AH EMERGENCY 11/20/12 NNMC-8 1 HVAC

B2N96P CEILING LEAK B-8 5TH FLOOR RM-5128 EMERGENCY 12/6/12 NNMC-8 1 PLUMBING
B2NJXR RESET ELECTRICAL GROUND FAULT B-8 RM-6124 EMERGENCY 12/13/12 NNMC-8 1 ELECTRICAL
B263MC HVAC- TOO COLD EMERGENCY 1/3/12 NNMC-8 4 HVAC
B265ZJ HVAC - HOT NETWORK CLOSET EMERGENCY 1/4/12 NNMC-8 4 HVAC
B265ZP GENM - PLUM LEAK EMERGENCY 1/4/12 NNMC-8 4 PLUMBING
B26622 GENM - BEEPING SOUND IN CEILING EMERGENCY 1/4/12 NNMC-8 4 REPAIR
B278BV PLUM - NO HOT WATER - BLDG 8, RM 3172 EMERGENCY 1/12/12 NNMC-8 4 PLUMBING
B2783G PLUM - CEILING LEAKS - BLDG 8, RMS 2230, 2243 EMERGENCY 1/12/12 NNMC-8 4 PLUMBING
B2783W PLUM - CEILING LEAK - BLDG 8, RM 6101 EMERGENCY 1/12/12 NNMC-8 4 PLUMBING
B27X2J HVAC - Too Hot EMERGENCY 2/2/12 NNMC-8 4 HVAC
B27ZDF HVAC - TOO HOT - BLDG 8, RM 1271 EMERGENCY 2/8/12 NNMC-8 4 HVAC
B29D4J GENM - Repair Fire Door EMERGENCY 2/27/12 NNMC-8 4 REPAIR
B29DM6 PLUM - EYEWASH STATION - BLDG 8, RM 3149 EMERGENCY 3/2/12 NNMC-8 4 PLUMBING
B29P34 PEST- EXTERMINATE ANTS EMERGENCY 3/9/12 NNMC-8 4 PEST CONTROL
B29ZFG ELEC- INVSETIGATE/REPAIR POWER  OUTAGE EMERGENCY 3/19/12 NNMC-8 4 ELECTRICAL
B2BJ8R LOCK-LOCK IS STRIPPED KEY WON'T TURN EMERGENCY 4/9/12 NNMC-8 4 LOCKS
B2BR99 ELEC - POWER OUTAGE - BLDG 8, RM 5101 EMERGENCY 4/26/12 NNMC-8 4 FCA_ELEC
B2CY68 HVAC-Bldg. 8, Rm. 1331. No A/C. EMERGENCY 6/20/12 NNMC-8 4 HVAC

B2FWFH
PLUM/BKLG-Bldg. 8, 1st Floor, Rooms 1236 (sink is not 
working at all) and 1238 (light bulbs need to be 
replaced).

EMERGENCY 7/11/12 NNMC-8 4 PLUMBING

B2HRS8 ELEC - LOSS OF POWER - B-8, R-5108 EMERGENCY 8/21/12 NNMC-8 4 ELECTRICAL
B2JVG3 TOO HOT - BLDG 8, 1ST FLOOR LASER EYE (UCOE) EMERGENCY 9/11/12 NNMC-8 4 HVAC
B2JXY3 HOT CALL B-8, RM-1770 EMERGENCY 9/18/12 NNMC-8 4 HVAC
B2K298 HVAC- IS DOWN, B-8, RM-1770,1771, 1772, 1773 EMERGENCY 9/24/12 NNMC-8 4 HVAC
B2JYBS HOT CALL - BLOWING HOT AIR - BLDG 8, RM 6118 EMERGENCY 9/18/12 NNMC-8 4 HVAC
B2KM44 TOILET CLOGGED B-8 RM-2304 & 4141 EMERGENCY 5/14/12 NNMC-8 1

B2L2RZ PUDDLE IN MENS BATHROOM B-8 RM-MENS ROOM -AH EMERGENCY 10/18/12 NNMC-8 1

B2NPN8 HOT BREAKER B-9 GALLEY -AH EMERGENCY 12/18/12 NNMC-9 1 ELECTRICAL

B2LWWT
NEED BATTERIES CHANGE TO CYPHER LOCK B-9 RM-
1440 -AH

EMERGENCY 11/1/12 NNMC-9 1 LOCKS

B2LWXV
DOOR HANDLE IS BROKEN AND NEEDS TO BE SECURED B-
9 RM-3221 -AH

EMERGENCY 11/1/12 NNMC-9 1 LOCKS

B2JZBB POTS AND PANS DRAIN LINE CLOGGED. B-9 EMERGENCY 5/3/12 NNMC-9 1 PLUMBING

B2NH9S TOILET CLOGGED IN PATIENTS ROOM B-9 RM-3057 -AH EMERGENCY 12/10/12 NNMC-9 1 PLUMBING

B2NH9L
TOILET IN PATIENT ROOM  IS CLOGGED B-9 RM-3504 -
AH

EMERGENCY 12/7/12 NNMC-9 1 PLUMBING

B2N8HJ HVAC LEAKING IN DECON ROOM B-9 RM-0205A -AH EMERGENCY 11/27/12 NNMC-9 1 HVAC

B2N8NN SINK IS LEAKING (THE U SHAPE PIPE ) B-9 RM-2617 -AH EMERGENCY 11/29/12 NNMC-9 1 PLUMBING

B2NH9G URINAL IS OVERFLOWING B-9 RM-3576 -AH EMERGENCY 12/7/12 NNMC-9 1 PLUMBING



J-1502000-05 Historical Service Orders FY12
DEFENSE HEALTH AGENCY

118 of 322

Work 
Order

Description Sub Work Type Location Priority Failure Class
Reported 

Date

B2NHPJ Ceiling Leak, B-9, RM-0229A EMERGENCY 12/11/12 NNMC-9 4 PLUMBING

B2NRSG BROKEN PIPE: FLOODING, NNMC-9, BASEMENT, RM-206 EMERGENCY 12/21/12 NNMC-9 4 PLUMBING

B2NLRD ACTIVE CEILING LEAK - BLDG 9, RM 1440 EMERGENCY 12/17/12 NNMC-9 4 PLUMBING
B2NPL3 OVERFLOWING TOILET - BLDG 9, RM 2751 EMERGENCY 12/19/12 NNMC-9 4 PLUMBING

B2LWWN
LOCK WILL NOT OPEN OPEN WITH KEY. MECHANISM 
JUST SPINNING. DR HAS SURGERY AND NEEDS TO GET 
INTO ROOM B-9 RM-2521 -AH

EMERGENCY 11/1/12 NNMC-9 1 LOCKS

B2NLZP Lock- Radiology EMERGENCY 12/17/12 NNMC-9 1 LOCKS

B2LNJW
LIGHTS SPARKING WHEN DOORS CLOSED B-9 RM-3532 -
AH

EMERGENCY 10/25/12 NNMC-9 1 ELECTRICAL

B2N948
FLOOD, WATER ON FLOOR SATURATED CARPET B-9 RM-
1973 -AH

EMERGENCY 12/4/12 NNMC-9 1 PLUMBING

B2LR4H LEAK BEHIND TOILET B-9 RM-1745 -AH EMERGENCY 10/25/12 NNMC-9 1 PLUMBING

B2LWXR PATIENTS BATHROOM OVERFLOWING B-9 RM-2950 -AH EMERGENCY 11/1/12 NNMC-9 1 PLUMBING

B2LWXS INVESTIGATE, SECURE LEAK B-9 RM-0208 -AH EMERGENCY 11/1/12 NNMC-9 1 PLUMBING
B2M43C SLOW STEAM B-9 RM-0212A EMERGENCY 11/9/12 NNMC-9 1 PLUMBING

B2NKWB
WATER LEAK IN FEMALE LOCKER ROOM B-9 RM-0271 -
AH

EMERGENCY 12/13/12 NNMC-9 1 PLUMBING

B2NPNB
WATER SPOT BULGING IN CEILING UNDER A HOT WATER 
BOX B-9 GALLEY -AH

EMERGENCY 12/18/12 NNMC-9 1 HVAC

B2JZ9L NO ELECTRICITY IN ROOM B-9 EMERGENCY 9/20/12 NNMC-9 1 ELECTRICAL
B2JZ9T POWER OUTAGE B-9 EMERGENCY 5/3/12 NNMC-9 1 ELECTRICAL
B2JZB3 NO POWER TO OUTLETS B-9 EMERGENCY 5/3/12 NNMC-9 1 ELECTRICAL
B2LR4J NO POWER B-9 RM-2303A -AH EMERGENCY 10/25/12 NNMC-9 1 ELECTRICAL
B2N84J NO POWER TO CIRCUIT 11 IN THE PHARMACY EMERGENCY 11/27/12 NNMC-9 4 ELECTRICAL

B2N92D POWER OUTAGE IN THE PHARMACY B-9 PHARMACY -AH EMERGENCY 12/2/12 NNMC-9 1 ELECTRICAL

B2N9FH
RED OUTLET NOT WORKING B-9 3RD FLOOR RM-OR1 
3506

EMERGENCY 12/6/12 NNMC-9 1 ELECTRICAL

B2NH9M NO POWER: NETWORK CLOSET B-9 RM-1210 -AH EMERGENCY 12/7/12 NNMC-9 1 ELECTRICAL
B2NKBN NO POWER B-9 RM-1837, 1838, & 1839 -AH EMERGENCY 12/11/12 NNMC-9 1 ELECTRICAL
B2NLYR POWER OUTAGE - OUT PATIENT PHARMACY B-9 EMERGENCY 12/16/12 NNMC-9 1 ELECTRICAL
B2NLYW POWER OUTAGE B-9 RM-2303A -AH EMERGENCY 12/17/12 NNMC-9 1 ELECTRICAL

B2NTNB
NO POWER B-9A 1ST FLOOR ER RM-1114 & 4TH FLOOR 
MICU

EMERGENCY 12/31/12 NNMC-9 1 ELECTRICAL

B2NLYM
MAIN DOOR WONT CLOSE IN MAIN O.R, NEEDS TO BE 
SECURED B-9 MAIN OR  -AH

EMERGENCY 12/15/12 NNMC-9 1 FCA_STRU

B2NPNF
LATCH UNDER THE BOTTOM OF THE DOOR IS COMING 
OFF B-9 RM-3128 -AH

EMERGENCY 12/18/12 NNMC-9 1 FCA_STRU

B2NPNG
OR #7- SENSOR ON DOOR IS NOT WORKING. DOOR WILL 
NOT CLOSE B-9 RM-3562 -AH

EMERGENCY 12/18/12 NNMC-9 1 FCA_STRU

B2LZDS
COLD CALL - PICU -  B-9 RM-3503, 3504, 3505, 3505, 
3506 & NURSE STATION

EMERGENCY 11/6/12 NNMC-9 1 HVAC

B2M2SH
LOW HUMIDITY: ADJUST BETWEEN B-9 RM-3233, 3219 -
AH

EMERGENCY 11/7/12 NNMC-9 1 HVAC

B2LXZY COLD CALL B-9 RM-3557, 3555, 3553 & NURSE STATION EMERGENCY 11/6/12 NNMC-9 1 HVAC

B2LTY7
MORGUES WALK IN REFRIGERATOR INDICATING HOT 
TEMPERATURE B-9 ACROSS RM 0760 -AH

EMERGENCY 10/29/12 NNMC-9 1 HVAC

B2M439
MORGUE REFRIDGE OUT OF RANGE (TOO HOT, BODY IS 
IN THERE) B-9 RM-0269 -AH

EMERGENCY 11/8/12 NNMC-9 1 HVAC
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B2M52C COLD CALL B-9 RM-4165 EMERGENCY 11/14/12 NNMC-9 1 HVAC

B2M4TW
LOW HUMIDITY: ADJUST BETWEEN 30% - 60% B-9 OR 
ROOMS -AH

EMERGENCY 11/14/12 NNMC-9 1 HVAC

B2M4CL HOT CALL B-9 RM-3533 & 3593 EMERGENCY 11/13/12 NNMC-9 1 HVAC
B2M4J6 BOX 0381 TOO HOT B-9 RM-380 -AH EMERGENCY 11/10/12 NNMC-9 1 HVAC
B2M4J9 HOT NETWORK CLOSET B-9 RM-0304 -AH EMERGENCY 11/11/12 NNMC-9 1 HVAC
B2M4JJ ROOMS ARE TOO COLD B-9 RM-0216 & 0215E -AH EMERGENCY 11/12/12 NNMC-9 1 HVAC
B2M4JN HOT NETWORK CLOSET B-9 RM-304 -AH EMERGENCY 11/12/12 NNMC-9 1 HVAC

B2MSN9
LARGE WALK-IN NOT COOLING PROPERLY CURRENTLY 
READING 55 DEGS. B-9 -AH

EMERGENCY 11/23/12 NNMC-9 1 HVAC

B2MSW4 TOO COLD IN THE LAB B-9 RM-0758 -AH EMERGENCY 11/25/12 NNMC-9 1 HVAC

B2N949 TOO HOT IN STERILE PROCESSING B-9 RM-0212A -AH EMERGENCY 12/4/12 NNMC-9 1 HVAC

B2NKW9 FREEZER OUT OF RANGE IN GALLEY B-9 RM-0350 -AH EMERGENCY 12/13/12 NNMC-9 1 HVAC

B2NKWC TEMP. TO HIGH, ALARM GOING OFF. B-9 MORGUE -AH EMERGENCY 12/13/12 NNMC-9 1 HVAC

B2NLYT WALK- IN REFRIGERATOR NOT WORKING B-9 RM-0380 EMERGENCY 12/16/12 NNMC-9 1 HVAC

B2NLYV HOT NETWORK CLOSET B-9 RM-0304 -AH EMERGENCY 12/16/12 NNMC-9 1 HVAC
B2NLX2 MORGUE TEMP WAY TOO HIGH - BLDG 9, 0255 EMERGENCY 12/17/12 NNMC-9 4 HVAC
B2NSRX Air Handler, B-9, RM-3200 EMERGENCY 12/27/12 NNMC-9 4 HVAC

B2NTVK
WALK-IN REFRIGERATOR RUNNING 15 TO 20 DEGREES 
HOT, BLDG 9 GALLEY, RM 0381

EMERGENCY 12/31/12 NNMC-9 4 HVAC

B2LNSX Penthouse, Mech Room, EF 29A, B-9 EMERGENCY 10/25/12 NNMC-9 4 HVAC
B2655F GENM- LOOSE TOILET SEAT B9 EMERGENCY 1/5/12 NNMC-9 4 REPAIR
B2663F PLUM - SEWAGE LEAK - BLDG 9, RM 0715 EMERGENCY 1/6/12 NNMC-9 4 PLUMBING
B26577 TEMPERATURE TOO HOT BLDG 9 EMERGENCY 1/5/12 NNMC-9 4 HVAC
B2657H ELEC- WALL HAS NO ELECTRICITY EMERGENCY 1/5/12 NNMC-9 4 ELECTRICAL
B26GB4 GENM - WATER LEAK EMERGENCY 1/6/12 NNMC-9 4 PLUMBING
B26GBJ GENM - SEWAGE BACKUP EMERGENCY 1/6/12 NNMC-9 4 PLUMBING
B26GB6 GENM - DOORS WONT CLOSE EMERGENCY 1/5/12 NNMC-9 4 REPAIR
B26GBM HVAC - TOO COLD EMERGENCY 1/5/12 NNMC-9 4 HVAC
B26GBR HVAC- NO HEAT B9 EMERGENCY 1/9/12 NNMC-9 4 HVAC
B26GBY HVAC - HOT CLOSET EMERGENCY 1/5/12 NNMC-9 4 HVAC
B2665Y FECES LEAKING EMERGENCY 1/6/12 NNMC-9 4 PLUMBING
B27BC5 ELEC - LOSS OF POWER - BLDG 9, RM 1759A EMERGENCY 1/17/12 NNMC-9 4 ELECTRICAL
B27B63 PLUM - SEWAGE BACKUP, BLDG 9, RM 2801 EMERGENCY 1/17/12 NNMC-9 4 PLUMBING
B27FVP ELEC - 02 Alarm is going off/Malfunction EMERGENCY 1/19/12 NNMC-9 4 ELECTRICAL
B27K2F PLUM - Repair ceiling Leak ASAP EMERGENCY 1/25/12 NNMC-9 4 PLUMBING
B27JZK PLUM - CEILING LEAK EMERGENCY 1/25/12 NNMC-9 4 PLUMBING
B27JPK PLUM - CLOGGED TOILETS EMERGENCY 1/25/12 NNMC-9 4 PLUMBING
B27XWX PLUM - ACTIVE CEILING LEAK - BLDG 9, RM 0320 EMERGENCY 2/6/12 NNMC-9 4 PLUMBING
B27XGL CALL BELLS - BLDG 9, RM 1109 EMERGENCY 2/3/12 NNMC-9 4 ELECTRICAL
B27XJV ELEC - AUTO DOORS - BLDG 9, DOORS 3500, 3560 EMERGENCY 2/3/12 NNMC-9 4 ELECTRICAL
B28FP9 ELEC - Repair/Replace Braker EMERGENCY 2/13/12 NNMC-9 4 ELECTRICAL
B28K4T ELEC - POWER OUTAGE - BLDG 9, RM 2205 EMERGENCY 2/14/12 NNMC-9 4 ELECTRICAL
B28K5H HVAC- TEMPERATURE TOO COLD EMERGENCY 2/14/12 NNMC-9 4 HVAC
B28KDR HVAC- COLD TEMP EMERGENCY 2/14/12 NNMC-9 4 HVAC

B28KJG HVAC - TOO COLD - BLDG 9, RM 2270, 2272, 2273, 2275 EMERGENCY 2/14/12 NNMC-9 4 HVAC

B28KJY LOCK - DOOR KNOB EMERGENCY 2/14/12 NNMC-9 4 LOCKS
B28LZT PLUM - TOILET OVERFLOW - BLDG 9, RM 3556A EMERGENCY 2/18/12 NNMC-9 4 PLUMBING
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B28PWY ALA - System in alarm EMERGENCY 2/22/12 NNMC-9 4 ELECTRICAL
B28R3L PLUM - CEILING LEAK - BLDG 9, RM 1411 EMERGENCY 2/22/12 NNMC-9 4 PLUMBING

B299WF
PLUM - CEILING LEAK - BLDG 9,  2ND FLOOR IN FRONT 
OF ESCALATOR

EMERGENCY 2/29/12 NNMC-9 4 PLUMBING

B299WW PLUM- WATER LEAK ON CEILING EMERGENCY 2/29/12 NNMC-9 4

B29KD7 HVAC-HOT NETWOR CLOSET EMERGENCY 3/5/12 NNMC-9 4 HVAC
B29KF3 ELEC - POWER OUTAGE - BLDG 9, RM 0345 EMERGENCY 3/5/12 NNMC-9 4 ELECTRICAL
B298HY ELEC - POWER FAILURE - BLDG 9, RM 2757 EMERGENCY 2/28/12 NNMC-9 4 ELECTRICAL
B29MFX PLUM - NO STEAM - BLDG 9, RM 0336 EMERGENCY 3/6/12 NNMC-9 4 PLUMBING

B29K6S ELEC - AUTO DOOR WON'T OPEN - BLDG 9, RM 3026 EMERGENCY 3/5/12 NNMC-9 4 ELECTRICAL

B29K2T PLUM - OVERFLOWING TOILET - BLDG 9, RM 3532 EMERGENCY 3/5/12 NNMC-9 4 PLUMBING
B29MGP ELEC - BALLAST FIRE EMERGENCY 3/6/12 NNMC-9 4 ELECTRICAL

B29K4K
PLUM - CEILING LEAK - BLDG 9, REAR OF MAIN  DINING 
AREA

EMERGENCY 3/5/12 NNMC-9 4 PLUMBING

B29K69 PLUM-TOILET OVERFLOW EMERGENCY 3/5/12 NNMC-9 4 PLUMBING
B29RLD HVAC-NO AIR FLOW EMERGENCY 3/12/12 NNMC-9 4 HVAC
B29P5D GENM - BROKEN BOOM - BLDG 9, RM 3525, 3545 EMERGENCY 3/9/12 NNMC-9 4 REPAIR
B29P78 PLUM - AUTO FAUCETS - BLDG 9 EMERGENCY 3/9/12 NNMC-9 4 PLUMBING

B29P9G
ELCON - MALFUNCTIONING ELEVATOR - BLDG 9, 
ELEVATOR 1

EMERGENCY 3/9/12 NNMC-9 4 CONVEYING

B29NYM ELEC-POWER OUTAGE EMERGENCY 3/9/12 NNMC-9 4 ELECTRICAL
B29XJV ELEC - POWER OUTAGE - BLDG 9, RM 0221 EMERGENCY 3/16/12 NNMC-9 4 ELECTRICAL
B29ZFP GENM- REPAIR DOOR EMERGENCY 3/19/12 NNMC-9 4 REPAIR
B29ZNH PLUM - STORM DRAINS - BLDG 9, RM 1212, 2288 EMERGENCY 3/20/12 NNMC-9 4 PLUMBING
B2B88M ELEC-POWER OUTAGE EMERGENCY 3/29/12 NNMC-9 4 ELECTRICAL
B2B8Y6 ELEC-POWER OUTAGE EMERGENCY 3/30/12 NNMC-9 4 ELECTRICAL
B2BF73 ELEC - POWER OUTAGE - BLDG 9, RM 2315 EMERGENCY 4/6/12 NNMC-9 4 ELECTRICAL
B2BJRR ELEC - FREEZER TEMP - BLDG 9, RM 0350 EMERGENCY 4/12/12 NNMC-9 4 ELECTRICAL

B2BJSC PLUM - CEILING LEAK - BLDG 9, HALLWAY NEAR 0700 EMERGENCY 4/12/12 NNMC-9 4 PLUMBING

B2BHT2 GENM - DOOR NOT SHUTTING - BLDG 9, RM 3542 EMERGENCY 4/10/12 NNMC-9 4 REPAIR

B2BJ6V EMSS - PRESSURE ALARM SOUNDING - BLDG 9, RM 3525 EMERGENCY 4/11/12 NNMC-9 4

B2BV9X PLUM - LEAKING SINK - BLDG 9, RM 1391 EMERGENCY 5/2/12 NNMC-9 4 PLUMBING

B2BVDF
CALL BELL SYS - NO NOTIFICATION - BLDG 9, SLEEP LAB 
RM 2920

EMERGENCY 5/2/12 NNMC-9 4 ELECTRICAL

B2CBY5 PLUM-TOILET CLOGGED AND OVERFLOWING EMERGENCY 4/24/12 NNMC-9 2 PLUMBING
B2CD98 WATER LEAK - STEAM LEAK EMERGENCY 5/1/12 NNMC-9 2 PLUMBING

B2CG9J
HVAC - SUDDENLY TOO HOT IN ONGOING SURGERY - 
BLDG 9, RM 2675

EMERGENCY 5/24/12 NNMC-9 4 HVAC

B2CM36 HVAC NOT WORKING, BLDG 9 EMERGENCY 5/31/12 NNMC-9 2 HVAC

B2CLFV
GENM-Bldg. 9, Rm. 3426. Door is not staying open to 
patient room.

EMERGENCY 6/1/12 NNMC-9 4 REPAIR

B2CLKR
HVAC-Bldg. 9, Rm. 0734. Chemical fume hood has too 
much air flow.

EMERGENCY 6/1/12 NNMC-9 4 HVAC

B2CLL8 ELEC-LOSS OF POWER EMERGENCY 5/31/12 NNMC-9 2 ELECTRICAL

B2CLNL
ELEC - MALFUNCTIONING AUTO DOOR - BLDG 9, DOOR 
3709

EMERGENCY 6/1/12 NNMC-9 4 ELECTRICAL

B2CS47
HVAC - NO AC IN CLEAN CARGO MASTER, BLDG 9, 
ELEVATOR 15

EMERGENCY 6/11/12 NNMC-9 4 HVAC

B2CWDS HVAC-Bldg. 9, Rm. 4107. Too cold in patient room. EMERGENCY 6/15/12 NNMC-9 4 HVAC
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B2CWDT
ELEC-Bldg. 9, ER, 1st Floor. TRACED OUT CIRCUIT DUE TO 
TRIPPED BREAKER

EMERGENCY 6/15/12 NNMC-9 4

B2CWDW
ELEC-Bldg. 9, 3rd Floor, Entire OR. Electrical power 
outage.

EMERGENCY 6/15/12 NNMC-9 4 ELECTRICAL

B2D3X7
PLUM-Bldg. 9, Rm. 2715. Ceiling leak coming through 
light fixture.

EMERGENCY 6/22/12 NNMC-9 4 PLUMBING

B2F85H
HVAC-Bldg. 9 (Bldg. 100), Rm. 103, MRI. Reduce 
temperature, significant threat to patient care.

EMERGENCY 6/28/12 NNMC-9 4 HVAC

B2FMYP
LOCKS-Bldg. 9, Rm. 1945. Cypher lock is not working, 
door will not lock. Significant security issue. Please 
address, immediately.

EMERGENCY 7/3/12 NNMC-9 4 LOCKS

B2FY69 PLUM - Bldg. 9, Rm. 1201. Toilet overflowing. EMERGENCY 7/13/12 NNMC-9 4 PLUMBING

B2FY6H GENM-Bldg. 9, Rm. 3533. Door won't open and close. EMERGENCY 7/13/12 NNMC-9 1 REPAIR

B2FY6W HVAC-Bldg. 9, Rm. 3461. Hot network closet. EMERGENCY 7/13/12 NNMC-9 4

B2FY73
PLUM-Bldg. 9, Rm. 0742. Janitor closet floor drain is 
overflowing.

EMERGENCY 7/13/12 NNMC-9 4 PLUMBING

B2FY7X
HVAC-Bldg. 9, Rm. 3533. OR is too hot. Significantly 
affects patient care.

EMERGENCY 7/13/12 NNMC-9 4 HVAC

B2GJJ9 ELEC-Bldg. 9, Pharmacy. Power outage. EMERGENCY 7/19/12 NNMC-9 4 ELECTRICAL
B2GJCP HVAC-Bldg. 9A, Rm. 308. Patient room is too hot. EMERGENCY 7/19/12 NNMC-9 4 HVAC
B2GKHD HVAC-Bldg. 9, Rm. 4047. Too hot in patient room. EMERGENCY 7/23/12 NNMC-9 4 HVAC

B2GKHL
HVAC-Bldg. 9, basement, Dept. of Pathology. Rooms 
0704 thru 0725, 0735, 0738, and 0755. Rooms are too 
cold.

EMERGENCY 7/23/12 NNMC-9 4 HVAC

B2GKJH PLUM-Bldg. 9, Rm. 1585. Low water pressure. EMERGENCY 7/23/12 NNMC-9 4 PLUMBING

B2GKJP
HVAC-Bldg. 9, 2nd Floor, Urology Clinic. Entire clinic is 
too cold. Affects patient care.

EMERGENCY 7/23/12 NNMC-9 4 HVAC

B2GLT5
PLUM-B-9 ROOM # 0330 BASEMENT GALLEY AREA. - 
CEILING LEAK

EMERGENCY 7/25/12 NNMC-9 4 PLUMBING

B2GXFM HVAC - HOT HUMID AIR FROM VENTS - BLDG 9, RM 2962 EMERGENCY 8/2/12 NNMC-9 4 HVAC

B2H5JL
PLUM-B-9 BASEMENT ROOM # 0220 - OUTAGE ON 
CHILLED WATER

EMERGENCY 8/7/12 NNMC-9 PLUMBING

B2H7PW
GENM-B-9 ROOM # 3026 - INVESTIGATE SULPHUR 
SMELL IN PACU UNIT.

EMERGENCY 4/26/12 NNMC-9 4 REPAIR

B2H7PZ
HVAC-B-9 ROOM # 3026 - BURNING SMELL FORM THE 
VENTILATION UNIT

EMERGENCY 4/27/12 NNMC-9 4 HVAC

B2H7GK
HVAC-B-9 ROOM # 0251A BASEMENT - HOT NETWORK 
CLOSET

EMERGENCY 4/25/12 NNMC-9 4 HVAC

B2H64R
HVAC-B-9 ROOM # 3233 - ALARM GOING OFF/LOST 
POSITIVE PRESSURE INSIDE THE ROOM.

EMERGENCY 8/8/12 NNMC-9 4 HVAC

B2H54D HVAC-B-9 ROOM # 2675 - HOT TEMPERATURE EMERGENCY 8/6/12 NNMC-9 4 HVAC

B2HFBY HVAC-B-9 ROOM # 3123 AND 3124- HOT TEMPERATURE EMERGENCY 8/14/12 NNMC-9 4 HVAC

B2HFK6
LOCK-B-9A ROOM # 3320 - REPAIR AND OPEN 
MEDICATION ROOM.

EMERGENCY 8/14/12 NNMC-9 4 LOCKS

B2JJ5F GENM-B-9 ROOM # 2731 - REPAIR BROKEN DOOR. EMERGENCY 4/27/12 NNMC-9 4 REPAIR
B2JJ69 HVAC-B-9 ROOM # 0212 - COLD TEMPERATURE. EMERGENCY 4/30/12 NNMC-9 4 HVAC

B2JJ6M
ELEC-B-9ROOM # 0809 - REPAIR BURNED 
TRANSFORMER

EMERGENCY 4/30/12 NNMC-9 4 ELECTRICAL

B2JJ72 HVAC-B-9 ROOM # 212 - COLD TEMPERATURE EMERGENCY 4/30/12 NNMC-9 4 HVAC
B2JK2M HVAC B-9 ROOM # 3109 - WALL OXYGEN LEAK EMERGENCY 5/2/12 NNMC-9 4 HVAC
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B2JJ7C
ELEC-B-9 ROOM # BASEMENT GALLEY. - POWER 
OUATGE

EMERGENCY 4/30/12 NNMC-9 4 ELECTRICAL

B2JK2Z GENM-B-9 ROOM # 4244 - REPAIR BENT CURTAIN ROD. EMERGENCY 5/2/12 NNMC-9 4 REPAIR

B2JJ8W HVAC-B-9 ROOM # 2203 - HOT NETWORK CLOSET EMERGENCY 4/29/12 NNMC-9 4 HVAC
B2JJ93 HVAC-B-9 ROOM # 1763 - HOT NETWORK CLOSET EMERGENCY 4/29/12 NNMC-9 4 HVAC

B2JJLJ
GENM-B-9 ROOM # 103,111,117 - REPAIR DOOR HINGES 
AND LOCKS.

EMERGENCY 8/28/12 NNMC-9 4 REPAIR

B2JWK7 ELEC - POWER OUTAGE - BLDG 9, RMS 0250+0229A EMERGENCY 9/12/12 NNMC-9 4 ELECTRICAL
B2JVYY TOO HOT - NNMC-9, RM 103 EMERGENCY 9/11/12 NNMC-9 4 HVAC
B2JWL2 TOO COLD IN THE WHOLE CLINIC EMERGENCY 9/11/12 NNMC-9 4 HVAC
B2JXD3 FLOODING IN OB/GYN CLINIC EMERGENCY 8/26/12 NNMC-9 4 PLUMBING
B2JZH6 Washer sterilization down B-9 EMERGENCY 6/12/12 NNMC-9 1 REPAIR
B2JZ9J HOT CALL B-9 EMERGENCY 9/20/12 NNMC-9 1 HVAC

B2K2R6 ELEC - AUTOCLAVE # 8 & 9 : NO POWER - NNMC-9, 221 EMERGENCY 9/24/12 NNMC-9 4

B2K368 PLUM-TOILET OVERFLOWING, B-9, RM- 2801 EMERGENCY 9/25/12 NNMC-9 4
B2K572 TOO HOT IN RADIOLOGY BLDG 9 EMERGENCY 4/29/12 NNMC-9 1
B2K575 WATER LEAK - STEAM LEAK BLDG 9 RM 212 EMERGENCY 5/1/12 NNMC-9 1

B2K57D
WALL OXYGEN SETUP IS LEAKING THROUGH THE TUBE 
WHEN TURNED ON. BLDG 9 RM 3109

EMERGENCY 5/2/12 NNMC-9 1

B2KJ49 HOT CALL - TOO HOT - NNMC-9, RM 3507 EMERGENCY 10/7/12 NNMC-9 4 HVAC

B2KJFC
POWER OUT BLDG 9 RM 0846 *DUPLICATED REFER TO # 
B2KHK2

EMERGENCY 10/10/12 NNMC-9 1

B2KJFF POWER OUT BLDG 9 RM 2947 EMERGENCY 10/10/12 NNMC-9 1
B2KS5W HOT NETWORK CLOSET B-9 RM-1210 EMERGENCY 5/30/12 NNMC-9 1
B2KS5X HOT NETWORK CLOSET B-9 RM-1210 EMERGENCY 5/31/12 NNMC-9 1
B2KMCF HOT CALL B-9 RM-0216 EMERGENCY 10/15/12 NNMC-9 1
B2KMCH HOT CALL B-9 RM-3507 EMERGENCY 10/15/12 NNMC-9 1
B2KPLW HANDRAIL FELL OFF ONTO THE FLOOR EMERGENCY 10/13/12 NNMC-9 4 LABOR

B2KPM2
ELECTRICAL HAZARD- BURNING SMELL COMING FROM 
WIRES

EMERGENCY 10/14/12 NNMC-9 4 ELECTRICAL

B2KS5T HOT CLOSET B-9 RM-0251A EMERGENCY 5/29/12 NNMC-9 1
B2KS5V HOT CLOSET B-9 RM-0250 EMERGENCY 5/29/12 NNMC-9 1
B2KSB2 HOT CALL B-9 RM-3507 ON CALL EMERGENCY 10/16/12 NNMC-9 1
B2KS5S 3 REFRIGERATORS ARE DOWN BLDG 9 RM 380A EMERGENCY 5/29/12 NNMC-9 1
B2LBVX POWER LOSS TO CIRCUIT #11 B-9 OUTPATIENT -AH EMERGENCY 10/22/12 NNMC-9 1
B2LG39 NO POWER TO OUTLETS B-9 RM-1763 -AH EMERGENCY 10/22/12 NNMC-9 1
B2LG98 Locks- cypher lock repair EMERGENCY 10/23/12 NNMC-9 1 LOCKS

B2LFZF
POSITIVE PRESSURE ROOM ALARM GOING OFF B-9 2ND 
FLOOR RM 2317

EMERGENCY 10/23/12 NNMC-9 1

B2LV22
FRONT DOOR MAKING LOUD NOISE, RAIN LEAKING INTO 
THROUGH DOOR B-9 ENTRANCE -AH

EMERGENCY 11/1/12 NNMC-9 1 REPAIR

B2LV25
WATER COMING THROUGH LIGHT FIXTURE B-9 RM-1618 
-AH

EMERGENCY 10/29/12 NNMC-9 1 PLUMBING

B2LV2C
LEAK BY STAIRWELL COMING FROM DOOR B-9 RM-
DRS31B -AH

EMERGENCY 10/29/12 NNMC-9 1 PLUMBING

B2LV2D
LEAKING FROM CEILING B-9 RM-HALLWAYS ACCESS TO 
GALLEY -AH

EMERGENCY 10/29/12 NNMC-9 1 PLUMBING

B2LV2K
NITROGEN ALARM GOING OFF IN THE CDO DESK B-9 RM-
CDO DESK -AH

EMERGENCY 10/29/12 NNMC-9 1 REPAIR

B2LVGK CEILING LEAK B-9 NEAR RM-2200 -AH EMERGENCY 10/31/12 NNMC-9 1 PLUMBING
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B2LZGV INDICATOR LIGHT IS OUT ON THE FAN B-9 RM-0745 -AH EMERGENCY 11/5/12 NNMC-9 1 REPAIR

B2LZGK NEED BATTERIES CHANGE TO CYPHER LOCK EMERGENCY 11/1/12 NNMC-9 4 LOCKS

B2LZHC
LOW HUMIDITY: ADJUST BETWEEN 30-60% B-9 RM-
3233, 3219 -AH

EMERGENCY 11/6/12 NNMC-9 1 REPAIR

B2644S ELEC- POWER EMERGENCY 1/4/12 NNMC-9 4 ELECTRICAL
B263WN HVAC- TOO COLD EMERGENCY 1/4/12 NNMC-9 4 HVAC
B264YB EMSS - ALARM SOUNDING - BLDG 9, RM 3504 EMERGENCY 1/5/12 NNMC-9 4 ELECTRICAL
B26H23 GENM - DOORS WONT CLOSE EMERGENCY 1/5/12 NNMC-9 4 REPAIR
B26GHC HVAC - HOT NETWORK CLOSET EMERGENCY 12/30/11 NNMC-9 4 HVAC
B26GHJ HVAC - CRITICAL TEMPERATURE BREACH EMERGENCY 1/2/12 NNMC-9 4 HVAC
B26GH9 HVAC - TOO HOT EMERGENCY 1/2/12 NNMC-9 4 HVAC
B26GHM HVAC - HOT NETWORK CLOSET EMERGENCY 1/1/12 NNMC-9 4 HVAC
B26GHP HVAC - TOO HOT EMERGENCY 1/2/12 NNMC-9 4 HVAC
B2667G PLUM - BROKEN TOILETS - BLDG 9, RM 3532 EMERGENCY 1/6/12 NNMC-9 4 PLUMBING
B266BN GENM - LIGHTS OUT EMERGENCY 1/2/12 NNMC-9 4 ELECTRICAL
B266BX GENM - RELAMP EMERGENCY 12/30/11 NNMC-9 4 ELECTRICAL
B266BY HOT TEMP EMERGENCY 12/30/11 NNMC-9 4 HVAC
B266C2 HVAC - HOT TEMP EMERGENCY 12/31/11 NNMC-9 4 HVAC
B26GJ8 PLUM- TOILET EMERGENCY 1/9/12 NNMC-9 4 PLUMBING
B26H37 GENM - WIRE HANGING EMERGENCY 1/6/12 NNMC-9 4 REPAIR
B26GZW HVAC - HOT CLOSET EMERGENCY 1/5/12 NNMC-9 4 HVAC
B26H22 HVAC - TOO COLD EMERGENCY 1/5/12 NNMC-9 4 HVAC
B26H2J HVAC - HOT NETWORK CLOSET EMERGENCY 1/5/12 NNMC-9 4 HVAC
B26H2R GENM - ICE MACHINE BACKUP EMERGENCY 1/5/12 NNMC-9 4 PLUMBING
B26GT4 GENM- CALL BELL EMERGENCY 1/10/12 NNMC-9 4 REPAIR
B26HXR PLUM-DRAINS EMERGENCY 1/11/12 NNMC-9 4 PLUMBING
B26J3M HVAC - TOO HOT EMERGENCY 1/8/12 NNMC-9 4 HVAC
B26HZ6 GENM - KEYPAD LOOSE EMERGENCY 1/6/12 NNMC-9 4 REPAIR
B26HZP GENM - STEAM VALVE LEAKING EMERGENCY 1/7/12 NNMC-9 4 PLUMBING
B26J28 GENM - CHECK CLOSET FOR POWER EMERGENCY 1/7/12 NNMC-9 4 HVAC
B26J78 HVAC - TOO COLD - BLDG 9, NEPHROLOGY CLINIC EMERGENCY 1/11/12 NNMC-9 4 HVAC
B26J57 GENM - CO2 GAS IN RESERVE EMERGENCY 1/9/12 NNMC-9 4 REPAIR
B26GN6 HVAC - TOO HOT - BLDG 9, RM 0212 EMERGENCY 1/9/12 NNMC-9 4 HVAC
B279WF PLUM- CEILING LEAKING B9 EMERGENCY 1/17/12 NNMC-9 4 PLUMBING
B27BFD ELEC - SPECIAL OUTLET - BLDG 9, RM 3129 EMERGENCY 1/17/12 NNMC-9 4 ELECTRICAL
B27KCN PLUM - Leak EMERGENCY 1/26/12 NNMC-9 4 PLUMBING
B27KCV PLUM - SEWAGE BACKUP - B9, R2801 EMERGENCY 1/26/12 NNMC-9 4 PLUMBING
B27LF3 PLUM - Leak EMERGENCY 1/27/12 NNMC-9 4 PLUMBING
B27LGY ELEC - Call bell System EMERGENCY 1/27/12 NNMC-9 4 ELECTRICAL
B27NV7 ELEC - Repair Door EMERGENCY 1/30/12 NNMC-9 4 ELECTRICAL

B27L7V PLUM - CEILING LEAK - BLDG 9, HALLWAY NEAR 2441 EMERGENCY 1/27/12 NNMC-9 4 PLUMBING

B27L9Y
GENM - CEILING LEAK - BLDG 9, SKYLIGHT ABOVE 
WEDGE

EMERGENCY 1/27/12 NNMC-9 4 REPAIR

B27LCT ELEC- LINE ISOLATION ALARM SOUNDING EMERGENCY 1/27/12 NNMC-9 4 ELECTRICAL
B27XRN ELEC - LOSS OF POWER  - BLDG 9, RM 0202 EMERGENCY 2/3/12 NNMC-9 4 ELECTRICAL
B284K4 PLUM - CEILING LEAK - BLDG 9, RM 1439B EMERGENCY 2/9/12 NNMC-9 4 PLUMBING
B28F6J HVAC - Too Cold EMERGENCY 2/13/12 NNMC-9 4 HVAC
B28FF8 ELEC - POWER OUTAGE EMERGENCY 2/13/12 NNMC-9 4 FCA_ELEC
B28FG4 ELEC - Power Outage EMERGENCY 2/13/12 NNMC-9 4 ELECTRICAL
B28FJ9 HVAC - TOO COLD - BLDG 9, ALL OF OB CLINIC EMERGENCY 2/13/12 NNMC-9 4 HVAC
B27YNW POWER SUPPLY SUPPORT BAR ON SCULLEY EMERGENCY 2/7/12 NNMC-9 4 REPAIR
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B288BL PLUM- WATER LEAK ON CEILING EMERGENCY 2/10/12 NNMC-9 1 PLUMBING
B28KPD HVAC - STEAM CONDENSATE PIPE LEAK EMERGENCY 2/15/12 NNMC-9 4 HVAC

B28LJZ FIRE - SMOKE ALARMS - BLDG 9, RMS 2947, 2953 EMERGENCY 2/16/12 NNMC-9 4 FIRE EQUIPMENT

B28LKG GENM - MISCELLANEOUS - BLDG 9 EMERGENCY 2/16/12 NNMC-9 4 MISC
B28S7D PLUM - CEILING LEAK - BLDG 9, RM 3560 EMERGENCY 2/24/12 NNMC-9 4 PLUMBING
B28S7N HVAC-COLD TEMPERATURE EMERGENCY 2/24/12 NNMC-9 4 HVAC
B28SKG PLUM- WATER TOO HOT EMERGENCY 2/24/12 NNMC-9 4 PLUMBING
B292Y5 HVAC - investigate and Adjust Temperature EMERGENCY 2/27/12 NNMC-9 2 HVAC
B292YP HVAC - Too Hot EMERGENCY 2/27/12 NNMC-9 2 HVAC
B29362 LOCK - BROKEN CIPHER LOCK - BLDG 9, RM 3560 EMERGENCY 2/27/12 NNMC-9 4 LOCKS
B293BS ELEC - POWER OUTAGE - BLDG 9, RM 2301 EMERGENCY 2/27/12 NNMC-9 4 ELECTRICAL
B29MMB PLUM-WATER LEAK EMERGENCY 3/6/12 NNMC-9 4 PLUMBING
B29V9C GENM-UNSAFE DOOR EMERGENCY 2/21/12 NNMC-9 4 REPAIR

B29RMS HVAC - NEGATIVE PRESSURE ROOM - BLDG 9, RM 0745 EMERGENCY 3/12/12 NNMC-9 4 HVAC

B29V6P ELEC - REPLACE RECESSED OR LIGHTS EMERGENCY 3/14/12 NNMC-9 4 ELECTRICAL
B29V9Z ELEC-POWER OUTAGE EMERGENCY 2/21/12 NNMC-9 4 ELECTRICAL
B29ZDZ GENM - SPECIMEN DOOR - BLDG 9, RM 1596 EMERGENCY 3/19/12 NNMC-9 4 REPAIR
B29NNF ELEC - DOOR CLOSER - BLDG 9, DOOR 3102 EMERGENCY 3/8/12 NNMC-9 4 ELECTRICAL
B29NV9 ELEC - FLICKERING LIGHT - BLDG 9, RM 1336 EMERGENCY 3/8/12 NNMC-9 4 ELECTRICAL

B29NWN HVAC - TOO WARM - BLDG 9, RM 0268A EMERGENCY 3/8/12 NNMC-9 4 HVAC

B29ML9 HOT NETWORK CLOSET EMERGENCY 3/4/12 NNMC-9 4 LABOR

B29MKW HOT NETWORK CLOSET EMERGENCY 3/6/12 NNMC-9 4 LABOR

B29MK3 LABOR - HOT NETWORK CLOSET EMERGENCY 3/2/12 NNMC-9 4 LABOR
B29MJK PLUM - CLOGGED TOILET EMERGENCY 3/2/12 NNMC-9 4 PLUMBING
B29MKD LABOR - HOT NETWORK CLOSET EMERGENCY 3/3/12 NNMC-9 4 LABOR
B29MJB PLUM - Leak EMERGENCY 3/3/12 NNMC-9 4 PLUMBING
B29MRT LOCK - BROKEN KEY LOCK - BLDG 9, RM 1775 EMERGENCY 3/6/12 NNMC-9 4 LOCKS
B29MKJ HVAC - TOO COLD EMERGENCY 3/2/12 NNMC-9 4 LABOR
B29MNN GENM - Repair Door Handle EMERGENCY 3/6/12 NNMC-9 4 REPAIR
B29MLZ HVAC- COLD TEMP EMERGENCY 3/2/12 NNMC-9 4 HVAC
B29P6H HVAC-COLD TEMPERATURE EMERGENCY 3/9/12 NNMC-9 4 HVAC
B29P4C ELEC-POWER OUTLET NOT WORKING EMERGENCY 3/9/12 NNMC-9 4 ELECTRICAL
B29P76 PEST-EXTERMINATE ANTS EMERGENCY 3/9/12 NNMC-9 4 PEST CONTROL
B29VS6 ELEC - OR DOORS - BLDG 9, DOOR 3700A EMERGENCY 3/15/12 NNMC-9 4 ELECTRICAL
B2B6WP ELEC-REPAIR ISOLATION ALARM EMERGENCY 3/27/12 NNMC-9 4 ELECTRICAL

B2BCZK
PLUM/LOCK - CRACK IN PIPE-BLDG 9, RM 
0315/REFRIGERATOR DOOR LOCKS-BLDG 9, RM 0365

EMERGENCY 4/4/12 NNMC-9 4 PLUMBING

B2BMM7 LOCK - DOOR KNOB FELL OFF - BLDG 9, RM 2340 EMERGENCY 4/20/12 NNMC-9 4 LOCKS

B2BTRB
HVAC- STERILIZATION WATER HEATER MALFUNCTION B-
1 ROOM 2715

EMERGENCY 5/1/12 NNMC-9 4 HVAC

B2BWC4
HVAC-HOT BLOWING AIR B-9 1ST FLOOR WHOLE 
RADIOLOGY DEPARTMENT

EMERGENCY 5/3/12 NNMC-9 2 HVAC

B2BXXM PLUM - URINE LEAKING INTO OFFICE - BLDG 9, RM 1680 EMERGENCY 5/7/12 NNMC-9 4 PLUMBING

B2BY3P HVAC-B-1 ROOM # 9141 PNEUMATIC HEAD VALVE LEAK EMERGENCY 5/7/12 NNMC-9 4 HVAC

B2C54Z
PLUM-REPAIR POURING LEAK INSIDE THE CLINIC B-9 GI 
CLINIC 1ST FLOOR.

EMERGENCY 5/9/12 NNMC-9 PLUMBING
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B2C9GY PLUM - WATER CIRCUIT LEAKING - BLDG 9, RM 1568 EMERGENCY 5/17/12 NNMC-9 4 PLUMBING

B2CK3X
Bldg. 9, Rm. 2309, Inpatient Pharmacy, Temp. is greater 
than 70 degrees; unable to adjust.

EMERGENCY 5/29/12 NNMC-9 4 REPAIR

B2CK46
Bldg. 9, Rm. 2309, Inpatient Pharmacy, Neumatic Tube 
Station (Dry) is not working.

EMERGENCY 5/29/12 NNMC-9 4 REPAIR

B2CM67 PLUM-WATER LEAK EMERGENCY 6/3/12 NNMC-9 2 PLUMBING

B2CT6V
LOCK-Bldg. 9, 2nd Floor. Door to clinic is stuck because 
keypad is malfuctioning. No one can get in or out.

EMERGENCY 6/13/12 NNMC-9 4 LOCKS

B2CT75 HVAC-B-9 ROOM # 1210 - HOT NETWORK CLOSET. EMERGENCY 6/11/12 NNMC-9 4 HVAC

B2CT9L
HVAC-B-9 PHARMACY SECOND FLOOR - HOT 
TEMPERATURE IN THE WHOLE PHARMACY 
DEPARTMENT.

EMERGENCY 6/11/12 NNMC-9 4 HVAC

B2CXKX
HVAC-Bldg. 9, Rm. C314. Patient room is too cold in 
surgical ICU unit.

EMERGENCY 6/19/12 NNMC-9 4 HVAC

B2CXKY ELEC-Bldg. 9, Pharmacy. No power. EMERGENCY 6/19/12 NNMC-9 4 ELECTRICAL

B2CXKZ PLUM-Bldg. 9, Rm. 3422. Water leak coming from wall. EMERGENCY 6/19/12 NNMC-9 4

B2CWM4
PLUM-Bldg. 9, Rm. 2525A. Sink in OR is clogged. 
Significantly affects patient care.

EMERGENCY 6/18/12 NNMC-9 4 PLUMBING

B2CWJ9 PLUM-Bldg. 9, Rm. 3422. Water leak coming from wall. EMERGENCY 6/18/12 NNMC-9 4 PLUMBING

B2CWSY
GENM-Bldg. 9, 1st Floor, between ER entrance and 
Radiology waiting area. Light goes off accompanied by 
loud, piercing sound. Please investigate.

EMERGENCY 6/18/12 NNMC-9 4 REPAIR

B2CWGD PLUM - ACTIVE CEILING LEAK - BLDG 9, RM 1752 EMERGENCY 6/18/12 NNMC-9 4 PLUMBING

B2D574
HVAC-Bldg. 9, Basement, Main Lab. Temp. regulator 
broke, room is too hot. Medical samples are at threat.

EMERGENCY 6/26/12 NNMC-9 4 HVAC

B2FB4B
HVAC-B-9 ROOM # 1947 - HOT TEMPERATURE. PATIENT 
AREA.

EMERGENCY 6/29/12 NNMC-9 4 HVAC

B2F6LF
PLUM-Bldg. 9, Rm. 5132. TOILET OVERFLOWING IN 
FEMALE LOCKER ROOM.

EMERGENCY 6/28/12 NNMC-9 4 PLUMBING

B2F72T PLUM-Bldg. 9, Rm. 0320. Ceiling leak and tile is soaked. EMERGENCY 6/28/12 NNMC-9 4 PLUMBING

B2F7F4 HVAC-Bldg. 9, Rm. 421. Room too hot. EMERGENCY 6/28/12 NNMC-9 4 HVAC

B2F88Y
PLUM-Bldg. 9, Rm. 2345. Broken urinal; water running 
everywhere.

EMERGENCY 6/28/12 NNMC-9 4 PLUMBING

B2F895 ELEC-Bldg. 9, Rm. 2303A. No power. EMERGENCY 6/28/12 NNMC-9 4 ELECTRICAL
B2F89D PLUM-Bldg. 10, Rm. 3119. Toilet overflowing. EMERGENCY 6/28/12 NNMC-9 4 PLUMBING

B2F8B8
HVAC-Bldg. 9, Rm. 330. High temp. reading in walk-in 
fridge.

EMERGENCY 6/28/12 NNMC-9 4 HVAC

B2FVH9
LOCK - CIPHER AND KEYS NOT WORKING - BLDG 9, RM 
2985

EMERGENCY 7/10/12 NNMC-9 4 LOCKS

B2FV77 ELEC-Bldg. 9, Rm. 2303A. No power. EMERGENCY 7/10/12 NNMC-9 4 ELECTRICAL

B2FV8J HVAC- Bldg. 9, Rm. 814. SENTRON ALARM GOING OFF EMERGENCY 7/10/12 NNMC-9 4 HVAC

B2FV92
HVAC-Bldg. 9, Rm. 330. High temp. reading in walk-in 
fridge.

EMERGENCY 7/10/12 NNMC-9 4 HVAC

B2FV2R
PLUM-Bldg. 9, Rm. 2345. Broken urinal, water running 
everywhere.

EMERGENCY 7/9/12 NNMC-9 4 PLUMBING
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B2FVHF ELEC-B-9 ROOM # 3508 - NO POWER EMERGENCY 5/10/12 NNMC-9 4 ELECTRICAL

B2FVHH
GENM-B-9 ROOM # 1ST FLOOR - SPECIMEN STUCK 
INSIDE THE PIPE

EMERGENCY 7/10/12 NNMC-9 4

B2FVG3 HVAC-Bldg. 9, Rm. 1762, 1766. Too hot in radiology. EMERGENCY 7/10/12 NNMC-9 4 HVAC

B2FVGZ
GENM-Bldg. 9, Rm. 1664. Refrigerator leaking, stores 
blood.

EMERGENCY 7/10/12 NNMC-9 4 REPAIR

B2FZ64
HVAC-Bldg. 9, Rm. 212. High humidity affecting 
equipment.

EMERGENCY 7/16/12 NNMC-9 4 HVAC

B2FZC4 HVAC-Bldg. 9, Rm. 0212. Room too hot. EMERGENCY 7/16/12 NNMC-9 4 HVAC
B2FZCG HVAC-Bldg. 9A. Rm. 4165. A/C not working. EMERGENCY 7/16/12 NNMC-9 4 HVAC
B2FYY7 HVAC-Bldg. 9, Rm. 0212. Room is too cold. EMERGENCY 7/16/12 NNMC-9 4 HVAC
B2FYYT HVAC-Bldg. 9, Rm. 3533. Room is too hot. EMERGENCY 7/16/12 NNMC-9 4 HVAC
B2FYYZ HVAC-Bldg. 9, Rm. 0729. No A/C in entire lab. EMERGENCY 7/16/12 NNMC-9 4 HVAC
B2FYZ7 ELEC-Bldg. 9, Rm. 0745. Alarm going off. EMERGENCY 7/16/12 NNMC-9 4 ELECTRICAL

B2FYZJ
GENM-Bldg. 9, Rm. 0315C. DISH WASHER KEEPS 
STOPPING AFTER IT FEELS UP WITH WATER

EMERGENCY 7/16/12 NNMC-9 4 REPAIR

B2GJWD
PLUM - CLOGGED TOILET - OVERFLOWING - BLDG 9, RM 
1249

EMERGENCY 7/20/12 NNMC-9 4 PLUMBING

B2GMY4 HVAC-Bldg. 9, Rm. 750. Room is too cold. EMERGENCY 7/26/12 NNMC-9 4 HVAC
B2GKNV PLUM-B-9 ROOM # 2808 - CLOGGED TOILET. EMERGENCY 7/23/12 NNMC-9 4 PLUMBING

B2GKSC
BKLG-Bldg. 9, Rm. 1882. Lights are off in patient's 
restroom. Threatens patient safety.

EMERGENCY 7/23/12 NNMC-9 4 ELECTRICAL

B2GXNN
HVAC - WALK-IN REFRIGERATOR TOO WARM - BLDG 9, 
RM 0760

EMERGENCY 8/2/12 NNMC-9 4 HVAC

B2H5ZK HVAC - TOO COLD IN MOR - BLDG 9, RM 3233 EMERGENCY 8/8/12 NNMC-9 4 HVAC

B2HPMM
HVAC - WET CEILING TILE FELL AND HIT EMPLOYEE - 
BLDG 9, GALLEY

EMERGENCY 8/17/12 NNMC-9 1 STRUCTURAL

B2HVWL
GENM - WALK-IN REFRIGERATOR DOOR WILL NOT 
CLOSE - BLDG 9, RM 0381

EMERGENCY 8/23/12 NNMC-9 4 APPLIANCE

B2JM82 ELEC- REPAIR/REPLACE ELECTRICAL MOTOR EMERGENCY 8/31/12 NNMC-9 1 ELECTRICAL

B2JR84
3 OF 4 FANS TO GALLEY REFRIGERATOR NOT WORKING - 
BLDG 9, RM 0350

EMERGENCY 9/5/12 NNMC-9 4 ELECTRICAL

B2JPM6 TOO COLD IN OPERATING ROOM EMERGENCY 9/1/12 NNMC-9 4 HVAC
B2JRHZ HVAC-B-9 ROOM # 1763 - HOT NETWORK CLOSET EMERGENCY 5/17/12 NNMC-9 4 HVAC

B2JSMJ
GENM-B-9 ROOM # 3804 - REPAIR/REPLACE BROKEN 
FIRE DOOR HANDLE

EMERGENCY 5/12/12 NNMC-9 4 REPAIR

B2JSNV HVAC-B-9 ROOM # 1763 - HOT NETWORK CLOSET EMERGENCY 5/13/12 NNMC-9 4 HVAC
B2JSPH ELEC-B-9 ROOM # 2719 - POWER OUTAGE EMERGENCY 5/17/12 NNMC-9 4 ELECTRICAL
B2JPML HOT CALL EMERGENCY 9/4/12 NNMC-9 HVAC
B2JPVC POWER OUT. BREAKER NEEDS TO BE RESET. EMERGENCY 9/1/12 NNMC-9 4 ELECTRICAL

B2JPYJ
ELEC - POWER OUTAGE IN THE PHARMACY - NNMC-9, 
 2ND FLOOR PHARMACY

EMERGENCY 8/25/12 NNMC-9 4 ELECTRICAL

B2JR36
PLUM - PLUMBING LEAK. - NNMC-9, 1202 AND 2202 
(VARIOUS)

EMERGENCY 8/25/12 NNMC-9 4 PLUMBING

B2KBR4
NEED LIGHTS CHANGED IN THE MRI DRESSING ROOM. 
SAFETY ISSUE BLDG 9 RM 114

EMERGENCY 10/4/12 NNMC-9 1

B2KBR5 AC NOT WORKING BLDG 9 RM 0207 EMERGENCY 10/5/12 NNMC-9 1
B2KJSN CABINET FALLING OFF WALL BLDG 9 RM 1321 EMERGENCY 10/11/12 NNMC-9 1
B2KJSV TRIPPED BREAKER BLDG 9 RM 3601 EMERGENCY 10/12/12 NNMC-9 1
B2KJSP CIRCUIT BREAKER 11 TRIPPED BLDG 9 RM 2303-A EMERGENCY 10/11/12 NNMC-9 1
B2KJW6 TOO HOT IN STERILE PROCESSING, B-9, RM:0216 EMERGENCY 10/9/12 NNMC-9 4 HVAC
B2KTYD Negative pressure, B-9, RMS- 2671 & 2674 EMERGENCY 10/17/12 NNMC-9 4 HVAC
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B2LKH5 Sink, B-9, RM-2810 EMERGENCY 10/24/12 NNMC-9 4
B2LKGC RESET BREAKER -AH EMERGENCY 10/23/12 NNMC-9 1
B2LTGG WATER LEAK EMERGENCY 10/29/12 NNMC-9 4 PLUMBING
B2LT5Y Lights out, B-9, RM-3556A EMERGENCY 10/31/12 NNMC-9 4 ELECTRICAL
B2LTFK WATER COMING THROUGH SKYLIGHT EMERGENCY 10/29/12 NNMC-9 4 PLUMBING
B2LT92 ACTIVE CEILING LEAK - BLDG 9, RM 0215B EMERGENCY 10/31/12 NNMC-9 4 PLUMBING

B2LY39 PLUM - 2 URINALS OVERFLOWING - BLDG 9, RM 1201 EMERGENCY 11/6/12 NNMC-9 4 PLUMBING

B2LVY2 CALL BUTTON KEEPS GOING OFF B-9 RM-318 -AH EMERGENCY 11/2/12 NNMC-9 1

B2LVYD CLOGGED TOILET, WATER ON FLOOR B-9 RM-2801 -AH EMERGENCY 10/31/12 NNMC-9 1 PLUMBING

B2LWVT
WAGD ALARM SOUNDING WITH CODE "F4" DISPLAYED B-
9 RM-3700 -AH

EMERGENCY 11/5/12 NNMC-9 1 REPAIR

B2LWXZ
HUMMING SOUND COMING FROM THE VENT B-9 RM-3 -
AH

EMERGENCY 11/1/12 NNMC-9 1 REPAIR

B2LXLJ SPD UNIT NOT WORKING PROPERLY B-9 RM-0212A -AH EMERGENCY 11/3/12 NNMC-9 1 REPAIR

B2LXLK SEWER BACKING UP B-9 RM-0829 -AH EMERGENCY 11/4/12 NNMC-9 1 PLUMBING
B2LXLN POWER OUTAGE TO CIRCUIT 11 B-9 RM-2303 -AH EMERGENCY 11/4/12 NNMC-9 1 ELECTRICAL

B2M43F
LOW HUMIDITY: ADJUST BETWEEN 30 - 60 % B-9 RM-
3233, 3219 -AH

EMERGENCY 11/9/12 NNMC-9 1 PLUMBING

B2M4TP
LEAK COMING FROM CEILING (SMELLS  LIKE BLOOD) B-9 
RM-1618 -AH

EMERGENCY 11/13/12 NNMC-9 1 PLUMBING

B2M4V2
LINE ISOLATION MONITOR: ALARM SOUNDING B-9 RM-
3661 -AH

EMERGENCY 11/14/12 NNMC-9 1 REPAIR

B2M4HS
GAS MONITORING SYSTEM ALARM IS SOUNDING B-9 
RM-3114 -AH

EMERGENCY 11/9/12 NNMC-9 1 REPAIR

B2M4HT SECURE LEAK IN AREA. B-9 RM-208 -AH EMERGENCY 11/9/12 NNMC-9 1 PLUMBING
B2M4HY TANKS WONT HOLD WATER B-9 RM-0315A -AH EMERGENCY 11/9/12 NNMC-9 1 PLUMBING

B2M4JF
WALKIN FREEZER NOT WORKING PROPERLY- 
TEMPERATURE CLIMBING B-9 GALLEY -AH

EMERGENCY 11/12/12 NNMC-9 1 HVAC

B2M4JL SINK DRAINING INTO URINAL B-9 RM-0503 -AH EMERGENCY 11/12/12 NNMC-9 1 PLUMBING

B2MNWL
AUTOMATIC HANDICAP DOORS NOT WORKING TO THE 
GALLEY B-9 RM-0302 -AH

EMERGENCY 11/15/12 NNMC-9 1 REPAIR

B2MPF9 CLOGGED FIXTURE B-9 RM-2509 -AH EMERGENCY 11/16/12 NNMC-9 1 PLUMBING

B2MPFD SINK LEAKING-FLOODING INTO OFFICE B-9 RM-0384 -AH EMERGENCY 11/18/12 NNMC-9 1 PLUMBING

B2MRNS Locks- cant open door EMERGENCY 11/21/12 NNMC-9 1 LOCKS

B2MRVR
TOILET CLOGGED IN THE DIRTY UTILITY ROOM OF THE 
E.R B-9 BM-1103 -AH

EMERGENCY 11/21/12 NNMC-9 1 PLUMBING

B2MR46 NO POWER B-9 RM-2303-A -AH EMERGENCY 11/19/12 NNMC-9 1 ELECTRICAL

B2MVKG
CORRIDOR BETWEEN BLDGS 9 &10- NIGTROGEN LOW 
ALARM SOUNDING B-9 -AH

EMERGENCY 11/26/12 NNMC-9 1 HVAC

B2MVKH LIGHTS OUT IN STAFF BATHROOM B-9 RM-3524 -AH EMERGENCY 11/26/12 NNMC-9 1 ELECTRICAL

B2MVKJ CEILING LEAK B-9 RM-0216 -AH EMERGENCY 11/26/12 NNMC-9 1 PLUMBING
B2MSG3 Flooding, B-9, Morge, autopsy room EMERGENCY 11/26/12 NNMC-9 4 PLUMBING
B2MSMY TOILET OVERFLOWING B-9 RM-3516 -AH EMERGENCY 11/21/12 NNMC-9 1 PLUMBING

B2MSN5
LOCKED OUT OF ROOM ( SECURITY REFUSED TO OPEN 
THE DOOR) B-9 RM-0342 -AH

EMERGENCY 11/22/12 NNMC-9 1 LOCKS

B2MSLF Locks- General Surgery EMERGENCY 11/26/12 NNMC-9 1 LOCKS

B2MSW6
LOW NITROGEN ALARM SOUNDING @ FRONT DESK B-9 
FRONT DESK -AH

EMERGENCY 11/25/12 NNMC-9 1 REPAIR
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B2N2SJ DOOR OFF HINGE TO PACU - BLDG 9, RM 3467 EMERGENCY 11/29/12 NNMC-9 4 STRUCTURAL

B2N2WH
POWER OUTAGE - OVERHEAD LIGHTS AND OUTLETS - 
BLDG 9, RM 0235A

EMERGENCY 11/29/12 NNMC-9 4 ELECTRICAL

B2N8N5
DOOR BETWEEN PACU AND OPERATING ROOM STUCK 
OPEN B-9 RM-3026

EMERGENCY 11/28/12 NNMC-9 1 REPAIR

B2N8P7
MAIN ENTRANCE DOORS NON OPERATIONAL B-9 RM-
3700 -AH

EMERGENCY 11/30/12 NNMC-9 1 REPAIR

B2N75Y SPARKING WIRES IN GALLEY - BLDG 9, RM 0330 EMERGENCY 12/3/12 NNMC-9 4 ELECTRICAL

B2NGRP FLOOD, WATER ON FLOOR SATURATED CARPET -AH EMERGENCY 12/4/12 NNMC-9 4 PLUMBING

B2NGVV
(AH)MENS BATHROOM IS OVERFLOWING SEE POC FOR 
DETAILS, NNMC-9, RM 2985

EMERGENCY 12/6/12 NNMC-9 4 PLUMBING

B2NGT4
(AH) OUTLETS NOT WORKING, MAKING NOISE FROM 
SOMEWHERE

EMERGENCY 12/6/12 NNMC-9 4 ELECTRICAL

B2NGT6 (AH) OUTLETS NOT WORKING, B-9, RM-2303A EMERGENCY 12/6/12 NNMC-9 4 ELECTRICAL
B2NH9P DOOR STUCK TO PATIENT ROOM B-9 RM-3057 -AH EMERGENCY 12/10/12 NNMC-9 1 REPAIR

B2NJKD
G I CLINIC LADIES ROOM OVERFLOWING,B-9, RM-1332, 
AH

EMERGENCY 12/10/12 NNMC-9 4 PLUMBING

B2NJZ2 OUTLET NOT WORKING B-9 RM-0219A EMERGENCY 12/13/12 NNMC-9 4 ELECTRICAL
B2NLYN CO2 IS IN SUPPLY, ALARM SOUNDING B-9 -AH EMERGENCY 12/16/12 NNMC-9 1 ELECTRICAL
B2NR3F Negitive Pressure, B-9, RM-745 Pathology Lab EMERGENCY 12/20/12 NNMC-9 4 HVAC

B2NRSB TOILET OVERFLOWING ONTO FLOOR, NNMC-9, RM 1798 EMERGENCY 12/20/12 NNMC-9 4 PLUMBING

B2NS8H VACUUM ALARM SOUNDING,NNMC-9 EMERGENCY 12/26/12 NNMC-9 4 ELECTRICAL
B263FP HVAC - OR TOO COLD - BLDG 9, RM 2675 EMERGENCY 1/3/12 NNMC-9 4 HVAC
B2645X PLUM - TOILET OVERFLOW - BLDG 9, RM 2453 EMERGENCY 1/4/12 NNMC-9 4 PLUMBING
B263FR ELEC- POWER EMERGENCY 1/3/12 NNMC-9 4 ELECTRICAL
B263Y7 ELEC - MELTED IN OUTLET - BLDG 9, RM 3225 EMERGENCY 1/4/12 NNMC-9 4 ELECTRICAL
B263LD OUTLETS BLEW NO COMPUTERS OPERATION EMERGENCY 1/3/12 NNMC-9 4 ELECTRICAL
B263XL HVAC - WAY TOO COLD EMERGENCY 1/4/12 NNMC-9 4 HVAC
B263BN HVAC- TOO WARM EMERGENCY 1/3/12 NNMC-9 4 HVAC
B263D4 GENM- BEDROOM CHARGER EMERGENCY 1/3/12 NNMC-9 4 FCA_OTHER
B2662P GENM - PATIENTS LIGHT WILL NOT GO OUT. EMERGENCY 1/4/12 NNMC-9 4 REPAIR
B2662C HVAC - TOO HOT IN STERILE PROCESSING EMERGENCY 1/4/12 NNMC-9 4 HVAC
B265XD PLUM - CEILING LEAK - BLDG 9, OUT RM 3124 EMERGENCY 1/6/12 NNMC-9 4 PLUMBING
B265Y3 GENM- UNSTABLE BENCHES EMERGENCY 1/6/12 NNMC-9 4 REPAIR
B2662G HVAC - TOO HOT IN STERILE PROCESSING EMERGENCY 1/4/12 NNMC-9 4 HVAC
B265DD PLUM- FLOODING EMERGENCY 1/5/12 NNMC-9 4 PLUMBING
B2655H PLUM - LEAKING TOILET - BLDG 9, RM 0233 EMERGENCY 1/5/12 NNMC-9 4 PLUMBING
B264ZW EMSS- ALARM EMERGENCY 1/5/12 NNMC-9 4 REPAIR
B265HR PLUM - LEAKING FLOOR EMERGENCY 1/5/12 NNMC-9 4 PLUMBING
B26GW7 HVAC - TOO HOT EMERGENCY 1/8/12 NNMC-9 4 HVAC
B26GWC GENM - STEAM VALVE LEAKING EMERGENCY 1/7/12 NNMC-9 4 PLUMBING
B26GWJ GENM - KEYPAD LOOSE EMERGENCY 1/6/12 NNMC-9 4 REPAIR
B26GWN GENM - WATER LEAK EMERGENCY 1/6/12 NNMC-9 4 PLUMBING
B26GWT HVAC-TOO COLD EMERGENCY 1/6/12 NNMC-9 4 HVAC
B26GX2 GENM - SEWAGE BACKUP EMERGENCY 1/6/12 NNMC-9 4 PLUMBING

B26GX8 GENM - CHECK CLOSET TO MAKE SURE IT HAS POWER. EMERGENCY 1/7/12 NNMC-9 4 ELECTRICAL

B26H85 HVAC - TOO COLD EMERGENCY 1/6/12 NNMC-9 4 HVAC
B2789Z PLUM - Toilet Clogged EMERGENCY 1/12/12 NNMC-9 4 PLUMBING
B2789M LOCK - DOOR HANDLE - BLDG 9, RM 3320 EMERGENCY 1/12/12 NNMC-9 4 LOCKS
B278XL ELEC - POWER OUTAGE - BLDG 9, RM 2425 EMERGENCY 1/13/12 NNMC-9 4 ELECTRICAL
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B2785Y PLUM - Leak EMERGENCY 1/12/12 NNMC-9 4 PLUMBING
B278T9 PLUM - OVERFLOWING TOILET - BLDG 9, RM 3556 EMERGENCY 1/13/12 NNMC-9 4 PLUMBING
B2792S GENM - CALL BELLS EMERGENCY 1/13/12 NNMC-9 4 REPAIR
B27C7X PLUM - Steam Leak EMERGENCY 1/18/12 NNMC-9 4 PLUMBING
B27C5B LOCK- COMBO CHANGE EMERGENCY 1/18/12 NNMC-9 4 STRUCTURAL

B27C24 HVAC - LOW PRESSURE ALARM - BLDG 9, RM 2671, 2674 EMERGENCY 1/18/12 NNMC-9 4 HVAC

B27C2T HVAC - TOO HOT - BLDG 9, RM 3360 EMERGENCY 1/18/12 NNMC-9 4 HVAC
B27FMV CALL LIGHT DOESN'T WORK B9 EMERGENCY 1/19/12 NNMC-9 4 REPAIR
B27HNJ GENM- O.R DOORS EMERGENCY 1/24/12 NNMC-9 4 REPAIR
B27KH3 HVAC - TOO COOL IN OR EMERGENCY 1/26/12 NNMC-9 4 HVAC
B27KGC HVAC - Too Cold EMERGENCY 1/26/12 NNMC-9 4 HVAC
B27KHZ HVAC -  Too Cold EMERGENCY 1/26/12 NNMC-9 4 HVAC
B27LJT GENM - Toilet seat is loose EMERGENCY 1/27/12 NNMC-9 4 REPAIR
B27WZK HVAC - Too Cold EMERGENCY 2/2/12 NNMC-9 4 HVAC
B27WXS GENM- Repair Broken Door to Main OR EMERGENCY 2/2/12 NNMC-9 4 REPAIR
B27XJR ELEC - Call bell System EMERGENCY 2/3/12 NNMC-9 4 ELECTRICAL

B27VNW
HVAC - MORGUE REFRIGERATOR - BASEMENT OF BLDG 
9

EMERGENCY 2/1/12 NNMC-9 4 HVAC

B27XFZ ELEC - Power Outage EMERGENCY 2/3/12 NNMC-9 4 ELECTRICAL
B27XLT HVAC - Negative Pressure Room EMERGENCY 2/3/12 NNMC-9 4 HVAC
B284GT GENM- AUTOMATIC DOORS NOT WORKING EMERGENCY 2/9/12 NNMC-9 4 REPAIR
B28485 HVAC - TOO COLD R-2674/TOO HOT R-3235 EMERGENCY 2/9/12 NNMC-9 4 HVAC
B28FJF HVAC - TOO COLD - BLDG 9, RM 3235 EMERGENCY 2/13/12 NNMC-9 4 HVAC
B28472 ALA - System in Alarm EMERGENCY 2/9/12 NNMC-9 4 ELECTRICAL
B2847W ALA - System in alarm EMERGENCY 2/9/12 NNMC-9 4 ELECTRICAL
B2849B LOCKS - Repair/Replace Door Lock EMERGENCY 2/9/12 NNMC-9 4 LOCKS
B28FJL ELEC - POWER OUTAGE - BLDG 9, RM 2208 EMERGENCY 2/13/12 NNMC-9 4 ELECTRICAL
B288HJ PLUM-BATHROOM OVERFLOWING EMERGENCY 2/10/12 NNMC-9 4 PLUMBING
B288B8 ELEC - POWER OUTAGE - BLDG 9, SEVERAL RMS EMERGENCY 2/10/12 NNMC-9 4 ELECTRICAL
B288G7 ELEC - AUTO DOOR - BLDG 9, RM 2674 EMERGENCY 2/10/12 NNMC-9 4 ELECTRICAL
B288CV ELEC - POWER OUTAGE - BLDG 9, RM 0211 EMERGENCY 2/10/12 NNMC-9 4 ELECTRICAL
B288HC PLUM-BATHROOM OVERFLOWING EMERGENCY 2/10/12 NNMC-9 1 PLUMBING
B27ZLP ELEC - Power Outage EMERGENCY 2/8/12 NNMC-9 4 ELECTRICAL
B28LS5 ELEC - LIGHTS OUT - BLDG 9, RM 2725 EMERGENCY 2/17/12 NNMC-9 4 ELECTRICAL
B28LPX ELEC-POWER OUTAGE EMERGENCY 2/17/12 NNMC-9 4 ELECTRICAL
B28LDS PLUM - Water Too Hot EMERGENCY 2/16/12 NNMC-9 4 PLUMBING
B28LXF ELEC- REPAIR LIGHTS CANT TURN OFF EMERGENCY 2/17/12 NNMC-9 4 ELECTRICAL
B28PFZ HVAC- COLD TEMPERATURE EMERGENCY 2/22/12 NNMC-9 4 HVAC

B28PGT HVAC - TOO COLD - BLDG 9, 2ND FLR UROLOGY CLINIC EMERGENCY 2/22/12 NNMC-9 4 HVAC

B28NSV ELEC-LINE ISOLATION ALARM EMERGENCY 2/21/12 NNMC-9 4 ELECTRICAL
B2934G ELCON - SMOKE IN ELEVATOR EMERGENCY 2/27/12 NNMC-9 4 CONVEYING
B298C2 HVAC- NEGATIVE PRESSURE NOT WORKING EMERGENCY 2/28/12 NNMC-9 4 HVAC
B29NKY PLUM - Ceiling Leak EMERGENCY 3/5/12 NNMC-9 4
B29NLK PLUM - Ceiling Leak EMERGENCY 3/5/12 NNMC-9 4 PLUMBING
B29MTG GENM-REWORK- NO CHARGE EMERGENCY 3/6/12 NNMC-9 4 REPAIR
B29RJM HVAC-COLD TEMPERATURE EMERGENCY 3/12/12 NNMC-9 4 HVAC
B29RG3 ELEC-POWER OUTAGE EMERGENCY 3/12/12 NNMC-9 4 ELECTRICAL
B29RGB PLUM-REPAIR/REPLACE PIPE EMERGENCY 3/12/12 NNMC-9 4 PLUMBING

B29ZJG
EMSS - BLUE LIGHT ALARM - BLDG 9, 1ST FLOOR, 
RADIOLOGY

EMERGENCY 3/19/12 NNMC-9 4 ELECTRICAL

B29Z72 HVAC-COLD TEMPERATURE EMERGENCY 3/19/12 NNMC-9 4 HVAC
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B2B4V5 HVAC - TOO HOT IN CT - BLDG 9, RM 1858 EMERGENCY 3/22/12 NNMC-9 4 HVAC
B2B4V7 HVAC- AC MALFUNCTION - BLDG 11, RM 176 EMERGENCY 3/22/12 NNMC-9 4 HVAC
B2B4FL PLUM - WATER LEAK - BLDG 9, NEAR RM 2331 EMERGENCY 3/22/12 NNMC-9 4 PLUMBING
B2B4GB ELEC-POWER OUTAGE EMERGENCY 3/22/12 NNMC-9 4 ELECTRICAL

B2BBWJ
HVAC - REFRIGERATION ALARM - BLDG 9, 
MORGUE/GALLEY FREEZER

EMERGENCY 4/3/12 NNMC-9 4 ELECTRICAL

B2BJZ4 GENM - REPAIR DOORS - BLDG 9, RMS 3700, 3553 EMERGENCY 4/13/12 NNMC-9 4 REPAIR
B2BK7T PLUM - TOILET OVERFLOW - BLDG 9, RM 1758 EMERGENCY 4/13/12 NNMC-9 4 PLUMBING
B2BKWS HVAC - TOO HOT - BLDG 9, RM 2674 EMERGENCY 4/16/12 NNMC-9 4 HVAC
B2BKBC ELEC - POWER OUTAGE - BLDG 9, RM 0221 EMERGENCY 4/13/12 NNMC-9 4 ELECTRICAL
B2BKDL HVAC-HOT TEMPERATURE EMERGENCY 4/16/12 NNMC-9 4 HVAC

B2BP2T SYSTEMS (ALARM)-MORGUE ALARM B-9 ROOM # 0268 EMERGENCY 4/24/12 NNMC-9 4 ELECTRICAL

B2BVSW PLUM-INVESTIGATE CEILING LEAK B-9 ROOM # 6043 EMERGENCY 5/2/12 NNMC-9 4 PLUMBING

B2BXLJ
HVAC - TOO COLD - AFFECTING EQUIPMENT - BLDG 9, 
RMS 1636, 1637

EMERGENCY 5/4/12 NNMC-9 4 HVAC

B2BXJB
GENM-B-9 ROOM # 3643 REPAIR MAIN OR DOUBLE 
DOORS

EMERGENCY 5/4/12 NNMC-9 4 REPAIR

B2C6TG PACU HAS FOUL ODOR EMERGENCY 4/10/12 NNMC-9 4 HVAC
B2CFR6 PLUM-STEAM LEAK EMERGENCY 5/21/12 NNMC-9 2 PLUMBING

B2CG66
PLUM - TOILET ACTIVELY OVERFLOWING - BLDG 9, RM 
0602

EMERGENCY 5/24/12 NNMC-9 4 PLUMBING

B2CKWR REFRIGERATOR LEAKING OIL - BLDG 9, RM 0381 EMERGENCY 5/31/12 NNMC-9 4 APPLIANCE
B2CLLF PLUM - CLOGGED DRAIN - WATER BACKING UP EMERGENCY 6/1/12 NNMC-9 4 APPLIANCE
B2CNM7 PLUM - TOILET OVERFLOW - BLDG 9, RM 2525A EMERGENCY 6/7/12 NNMC-9 4 PLUMBING

B2CLX6
PLUM - SEWAGE OVERFLOW FROM SINK - BLDG 9, RM 
0750

EMERGENCY 6/4/12 NNMC-9 4 PLUMBING

B2CMFH PLUM-Bldg. 9, GI Clinic, Rm. 1370. Severe ceilng leak. EMERGENCY 6/5/12 NNMC-9 4 PLUMBING

B2CWDK
PLUM, Bldg. 9. CHECK WATER SYSTEM, WATER VALVE 
HAS BEEN TURNED OFF

EMERGENCY 6/15/12 NNMC-9 4 PLUMBING

B2CWCP HVAC-Bldg. 9, Rm. 1210, 1st Floor. Hot network closet. EMERGENCY 6/15/12 NNMC-9 4 HVAC

B2CWCY HVAC-Bldg. 9, Rm. 2936. Room is too hot. EMERGENCY 6/15/12 NNMC-9 4 HVAC
B2CWDH HVAC-Bldg. 9, Rm. 1210. Hot network closet. EMERGENCY 6/15/12 NNMC-9 4 HVAC

B2CWDZ
GENM-Bldg. 9, Basement, Galley. Two freezers are down 
in the galley.

EMERGENCY 6/15/12 NNMC-9 4 REPAIR

B2CWDL HVAC-Bldg. 9, Rm. 3039. Room too cold. EMERGENCY 6/15/12 NNMC-9 4 HVAC

B2CYTW
ELEC-B-9 ROOM # 2203 - NO POWER IN NETWORK 
CLOSET

EMERGENCY 6/19/12 NNMC-9 4 ELECTRICAL

B2CYKL ELEC-Bldg. 9, Rm. 2317. No power. EMERGENCY 6/21/12 NNMC-9 4 ELECTRICAL

B2CXFB
PLUM - KEYS DROPPED DOWN TOILET - BLDG 9, RM 
2416

EMERGENCY 6/19/12 NNMC-9 4 PLUMBING

B2D9MF PLUM-ODOR NEAR OR 18 EMERGENCY 6/27/12 NNMC-9 2 PLUMBING

B2D9CC
PLUM/HVAC-Bldg. 9, Main OR, Rm. 18. Smells like 
sewage, possibly coming from vent.

EMERGENCY 6/26/12 NNMC-9 4 PLUMBING

B2D9HL ELEC-B-9 OPERATING ROOM # 7 - ALARMS GOING OFF. EMERGENCY 6/26/12 NNMC-9 ELECTRICAL

B2D9FC
PLUM - CEILING LEAK IN MIDDLE OF GALLEY - BLDG 9, 
RM 0330

EMERGENCY 6/26/12 NNMC-9 4 PLUMBING
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B2FMT9
PLUM-Bldg. 9A, 4th Floor, Entire Floor. Water pressure is 
down, threatening patient care, esp. those on dialysis.

EMERGENCY 7/3/12 NNMC-9 4 PLUMBING

B2FM2R
PLUM-Bldg. 9, Rm. 2727. Ceiling is badly leaking around 
light source. Please investigate source of leak, fix, and 
replace damaged ceiling tiles.

EMERGENCY 7/3/12 NNMC-9 4 PLUMBING

B2FWYP GENM-Bldg. 9, Rm. 3533. Door won't open and close. EMERGENCY 7/12/12 NNMC-9 4 REPAIR

B2FWYW HVAC-Bldg. 9, Rm. 3461. Hot network closet. EMERGENCY 7/12/12 NNMC-9 4 HVAC

B2FXMK
GENM/HVAC-Bldg. 9, Rooms 2714, 2711, 2778, 2739, 
and 2754. Various. Please see details.

EMERGENCY 7/13/12 NNMC-9 4 HVAC

B2FX6B GENM-Bldg. 9, Rm. 3505. Door is leaking oil. EMERGENCY 7/12/12 NNMC-9 4 REPAIR

B2FW8J
PLUM-Bldg. 9, Rm. 1201, 1st Floor, near elevators across 
from neurosurgey. Toilet overflowing in bathroom.

EMERGENCY 7/11/12 NNMC-9 4 PLUMBING

B2FWCV
ELEC-Bldg. 9, 1st Deck, doors leading into Main Lobby 
where information desk is located. Double doors are self-
locking on left side. Safety violation.

EMERGENCY 7/11/12 NNMC-9 4 ELECTRICAL

B2FWFX ELEC-Bldg. 9, Main OR. Power outage in Main OR. EMERGENCY 7/11/12 NNMC-9 4 ELECTRICAL

B2FXV2
HVAC-Bldg. 9, Rm. 2711. Entire clinic is too cold. Patient 
care area.

EMERGENCY 7/13/12 NNMC-9 4

B2G5CT PLUM - OVERFLOWING URINAL - BLDG 9, RM 0260 EMERGENCY 7/18/12 NNMC-9 4 PLUMBING

B2GL5X
ELEC - OUTLETS NOT WORKING - UROLOGY - PATIENT 
CARE - BLDG 9, RM 2749

EMERGENCY 7/24/12 NNMC-9 4 FCA_ELEC

B2GL95
PLUM - OVERFLOWING TOILET - PATIENT CARE - BLDG 9, 
1882

EMERGENCY 7/24/12 NNMC-9 4 PLUMBING

B2GTM9
HVAC-B-9 NEAR CUSTOMER SERVICE DESK 1ST FLOOR - 
BURNING SMELL

EMERGENCY 7/31/12 NNMC-9 4 HVAC

B2GTDJ
HVAC-B-9 BASEMENT ROOM # 0268 - MORGUE 
TEMPERATURE TOO HIGH

EMERGENCY 7/30/12 NNMC-9 4 HVAC

B2GXTP HVAC-HOT NETWORK CLOSET EMERGENCY 4/17/12 NNMC-9 1 HVAC
B2GXTR LOCKS-CYPHER KEY LOCKS ARE NOT WORKING EMERGENCY 4/19/12 NNMC-9 1 LOCKS

B2GXTT
PLUM-MENS BATHROOM WATER LEAKING 
EVERYWHERE

EMERGENCY 4/21/12 NNMC-9 1 PLUMBING

B2H6PM
PLUM - ACTIVE CEILING LEAK - NEAR ELEVATORS - BLDG 
9, ACROSS FROM 3532

EMERGENCY 8/9/12 NNMC-9 4 PLUMBING

B2H7MN
HVAC-B-9 ROOM # BASEMENT GALLEY - NEED 
TEMPERATURE ADJUSTED ON REFRIGERATOR

EMERGENCY 4/22/12 NNMC-9 4 HVAC

B2H7NC
HVAC-B-9 ROOM # GALLEY BASEMENT - FREEZER 
TEMPERATURE OUT OF RANGE.

EMERGENCY 4/22/12 NNMC-9 4 HVAC

B2H7NH HVAC-B-9 ROOM # 0251A - HOT NETWORK CLOSET EMERGENCY 4/22/12 NNMC-9 4 HVAC

B2H7MT HVAC - TOO COLD IN PICU/APU - BLDG 9, RM 3557, 3531 EMERGENCY 8/10/12 NNMC-9 4 HVAC

B2HTJH
HVAC-B-9 ROOM # 2670 - EXTREMELY COLD 
TEMPERATURE

EMERGENCY 8/21/12 NNMC-9 4 HVAC

B2HRBR HVAC-HOT NETWORK CLOSET EMERGENCY 5/21/12 NNMC-9 4 HVAC
B2HRCN PLUM-HEATING HOT WATER PIPE LEAK EMERGENCY 8/20/12 NNMC-9 4 PLUMBING

B2JHNP
PLUM - ACTIVE CEILING LEAK IN EXAM ROOM - BLDG 9, 
RM 1227

EMERGENCY 8/27/12 NNMC-9 4 PLUMBING

B2JV4C
PLUM - WATER SENSOR NOT WORKING - BLDG 9, RM 
0750

EMERGENCY 9/10/12 NNMC-9 4 PLUMBING
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B2JTX4 Power out EMERGENCY 9/10/12 NNMC-9 4

B2JT4D
B9, R3230 - TOO COLD - CAN'T STERILIZE SURGICAL 
EQUIPMENT

EMERGENCY 9/7/12 NNMC-9 4 PLUMBING

B2JSYS LOSS OF POWER - NETWORK CLOSET - B9, R1367 EMERGENCY 9/7/12 NNMC-9 4 ELECTRICAL
B2JT2N B9, 2ND FLOOR MENS RESTROOM - FLOODED EMERGENCY 9/7/12 NNMC-9 4 PLUMBING

B2JV7M MORGUE REFRIDGE TEMP CLIMBING - BLDG 9, RM 0268 EMERGENCY 9/10/12 NNMC-9 4 REPAIR

B2JVDD TOO HOT IN THE LAB EMERGENCY 9/8/12 NNMC-9 4 HVAC
B2JV8V Monitor Alarm- B-9 EMERGENCY 9/10/12 NNMC-9 4 ELECTRICAL
B2JYZX ROOM TEMP TOO HOT - NNMC-9, 3219, 3233 EMERGENCY 9/19/12 NNMC-9 4 HVAC

B2K2N5
HOT CALL - ROOM TEMP TOO HOT - NNMC-9, 3219, 
3233

EMERGENCY 9/24/12 NNMC-9 4 HVAC

B2K255 HOT NETWORK CLOSET - NNMC-1, 1619 EMERGENCY 9/21/12 NNMC-9 4 HVAC
B2K4V8 NO POWER - NNMC-9 RM 0760 EMERGENCY 8/2/12 NNMC-9 4 ELECTRICAL

B2KH97
OBSERVATION LIGHTS ARE ON RED ( THERE IS A 
SURGERY TODAY ) NEED LIGHTS TO BE ON GREEN

EMERGENCY 10/1/12 NNMC-9 4 ELECTRICAL

B2KHK2 POWER OUT ON WALL BLDG 9 RM 0846 EMERGENCY 10/10/12 NNMC-9 1

B2KHGR
COLD CALL - PEDIATRIC ICU - NO HEAT IN PATIENT 
ROOM - NNMC-9, RM 3507

EMERGENCY 10/7/12 NNMC-9 4 HVAC

B2KHFB AC NOT WORKING - NNMC-9, ROOM 0207 EMERGENCY 10/5/12 NNMC-9 4 HVAC
B2KKBB HANDRAIL FELL OFF ONTO THE FLOOR BLDG 9 EMERGENCY 10/13/12 NNMC-9 1
B2KKBJ STEAM LEAK BLDG 9 RM 0315-C EMERGENCY 10/13/12 NNMC-9 1

B2KKBK
ELECTRICAL HAZARD- BURNING SMELL COMING FROM 
WIRES BLDG 9 PHARMACY

EMERGENCY 10/14/12 NNMC-9 1

B2KKBP
WALK-IN REFRIGERATION IS NOT WORKING PROPERLY 
BLDG 9 GALLERY

EMERGENCY 10/14/12 NNMC-9 1

B2KM7W HOT CALL B-9 RM-PHARMACY EMERGENCY 5/28/12 NNMC-9 1

B2KM46
CURTAIN ROD BENT AND HANGING. SAFETY HAZARD. B-
9 RM-4244

EMERGENCY 5/2/12 NNMC-9 1

B2KM47 HVAC- HOT NETWORK CLOSET B-9 RM-1763 EMERGENCY 5/8/12 NNMC-9 1
B2KM48 NO POWER B-9 RM-3508 EMERGENCY 5/10/12 NNMC-9 1
B2KM4B SPECIMEN IS STUCK INSIDE PIPE B-9 EMERGENCY 5/10/12 NNMC-9 1
B2KM4C HVAC- COLD TEMP IN BASEMENT B-9 RM-212 EMERGENCY 5/11/12 NNMC-9 1
B2KM4D FIRE DOOR HANDLE BROKEN OFF B-9 RM-380A EMERGENCY 5/12/12 NNMC-9 1
B2KM4G FIRE DOOR HANDLE BROKEN OFF B-9 RM-3804 EMERGENCY 5/12/12 NNMC-9 1
B2KM4H HOT NETWORK CLOSET B-9 RM-1763 EMERGENCY 5/13/12 NNMC-9 1
B2KM4K LIGHTS OUT IN PATIENTS ROOM B-9 RM 112 EMERGENCY 5/14/12 NNMC-9 1
B2KM4L STEAM LEAK EMERGENCY 5/14/12 NNMC-9 1

B2KM4P HOLE IN WALL IN OR. NEEDS TO BE FIXED NOT STERILE EMERGENCY 5/15/12 NNMC-9 1

B2KM4V TOO HOT B-9 RM-3505 & 3506 EMERGENCY 5/16/12 NNMC-9 1
B2KM58 HOT NETWORK CLOSET B-9 RM-1763 EMERGENCY 5/17/12 NNMC-9 1
B2KM5B NO POWER B-9 RM-2719 EMERGENCY 5/17/12 NNMC-9 1
B2KM5D HOT NETWORK CLOSET B-9 RM-1763 EMERGENCY 5/21/12 NNMC-9 1
B2KM5L HOT NETWORK CLOSET B-9 RM-1210, 1763, 3319 EMERGENCY 5/21/12 NNMC-9 1
B2KM5M HOT NETWORK CLOSET B-9 RM-1210, 3319 EMERGENCY 5/22/12 NNMC-9 1
B2KM5R HOT NETWORK CLOSET B-9 RM-1210 EMERGENCY 5/22/12 NNMC-9 1
B2KM5S HOT CALL B-9 RM-1287 EMERGENCY 5/22/12 NNMC-9 1
B2KM5V HOT NETWORK CLOSET B-9 RM-1210 EMERGENCY 5/22/12 NNMC-9 1

B2KM5X TEMPERATURE IN AREA TOO LOW B-9 RM-29, 192, 460 EMERGENCY 5/23/12 NNMC-9 1

B2KM5Z HOT CALL B-9 RM-0210 EMERGENCY 5/23/12 NNMC-9 1
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B2KM63 2 URINALS CLOGGED B-9 RM-603 EMERGENCY 5/23/12 NNMC-9 1
B2KM64 HOT NETWORK CLOSET B-9 RM-1210 EMERGENCY 5/23/12 NNMC-9 1
B2KM6G HOT NETWORK CLOSET B-9 RM-1210 EMERGENCY 5/24/12 NNMC-9 1
B2KM6J HOT NETWORK CLOSET B-9 RM-1210 EMERGENCY 5/25/12 NNMC-9 1
B2KM6N HOT NETWORK CLOSET B-9 RM-0251A EMERGENCY 5/25/12 NNMC-9 1
B2KM7C HOT NETWORK CLOSET B-9 RM-1210 EMERGENCY 5/25/12 NNMC-9 1
B2KM7G HOT CALL B-9 EMERGENCY 5/25/12 NNMC-9 1
B2KM7K HOT CALL B-9 RM-4069 EMERGENCY 5/26/12 NNMC-9 1
B2KM85 HOT NETWORK CLOSET B-9 RM-1210 EMERGENCY 10/16/12 NNMC-9 1
B2KLTC TRIPPED BREAKER EMERGENCY 10/12/12 NNMC-9 4 ELECTRICAL
B2L2S5 BURNT OUT OUTLET B-9 RM-3506 -AH EMERGENCY 10/18/12 NNMC-9 1
B2KXW5 BURNT OUT OUTLET B-9 RM-3506 *DUPLICATE* EMERGENCY 10/18/12 NNMC-9 1
B2KWCZ RECONNECT WATER LINES B-9 RM:3629 & 3588 EMERGENCY 10/18/12 NNMC-9 5
B2KXZH STEAM LEAK, NNMC-9, RM-0315-C EMERGENCY 10/13/12 NNMC-9 4
B2N8P3 POWER OUTAGE B-98 RM-N/A -AH EMERGENCY 11/30/12 NNMC-98 1 ELECTRICAL
B2NLZZ Ceiling Tile, B-1, RM-4391 SERVICE 12/17/12 NNMC-1 2 STRUCTURAL
B2NP7C OUTLET NOT WORKING - BLDG 1, RM 4300 SERVICE 12/19/12 NNMC-1 2 ELECTRICAL

B2MPJ7
Bldg 1 Room 5170 Chief Of Staff - Cipher Lock not 
working

URGENT 11/19/12 NNMC-1 3 LOCKS

B2NKZ2
B-1 ROOM # CORRIDOR 2591 - REPAIR DOOR,REPLACE 
TILES,PAINT WALL

SERVICE 12/14/12 NNMC-1 2 STRUCTURAL

B2NSV2 DOOR STRIKE MISALIGNED B-1 RM-3470A SERVICE 12/28/12 NNMC-1 1 STRUCTURAL

B2NPW3
SLOW DRAINING SINK - BLDG 1, 10TH FLOOR ACROSS 
FROM ELEVATOR

SERVICE 12/19/12 NNMC-1 4 PLUMBING

B2NGWN
FAN COIL UNIT - REPLACE BROKEN PNEUMATIC VALVE - 
BLDG 1, RM 10126

SERVICE 12/7/12 NNMC-1 2 HVAC

B2NKYY EXHAUST FAN MEDICAL GAS STORAGE ROOM 2581 B-1 SERVICE 12/14/12 NNMC-1 1 HVAC

B2NLR4
VENTILATION NEEDS TO BE MANUALLY RE-SET - 
HAZMAT BURN OUT OVEN - BLDG 1, RM 3554

URGENT 12/17/12 NNMC-1 3 HVAC

B2NSMN EXHAUST FAN NOT WORKING B-1 RM-3554 URGENT 12/27/12 NNMC-1 1 HVAC
B2N8G9 Faucet, B-1, RM-3493 SERVICE 12/5/12 NNMC-1 2 PLUMBING
B2MNV7 Ceiling tiles, B-1, RM-16135 SERVICE 11/16/12 NNMC-1 2 PLUMBING

B2NMFD
Ceiling leak, B-1,RM- 2428 (Quality Management Health 
Care)

URGENT 12/18/12 NNMC-1 3 PLUMBING

B2NSW5 PLUMBING ISSUE BLDG 1 SERVICE 12/28/12 NNMC-1 1 PLUMBING
B2NS7B WOMENS SINK CLOGGED B-1 RM-9103 URGENT 12/26/12 NNMC-1 1 PLUMBING
B2NSCG REPAIR TOILETS AND URINAL B-1 RM-1669 SERVICE 12/26/12 NNMC-1 1 PLUMBING
B2NTP8 NO WATER - BLDG 1, ALL 19TH FLOOR URGENT 12/31/12 NNMC-1 3 PLUMBING
B2M59G Lights, B-1, RM-2583 SERVICE 11/15/12 NNMC-1 2 ELECTRICAL
B2NGM8 Lights, B-1, RM-3470B SERVICE 12/7/12 NNMC-1 2 ELECTRICAL
B2LXYC LIGHT BULB REPLACE B-1 RM-2439 SERVICE 11/6/12 NNMC-1 1 ELECTRICAL

B2N7K3
ELEC - Light are not working, Building Number: 1 Room 
Number: 5213A

SERVICE 12/3/12 NNMC-1 2 ELECTRICAL

B2N88L
REPLACE BROKEN PNEUMATIC CONTROL VALVE - BLDG 
1, RM 8124

SERVICE 12/4/12 NNMC-1 2 CONVEYING

B2LWVL TOILET IS RUNNING B-1 RM-1626 NEXT TO AWARDS URGENT 11/5/12 NNMC-1 1 PLUMBING

B2NRLX
IDIQ - INSTALL OUTLET - NEMA 6-20 AMP 3 WIRE 
OUTLET

SERVICE 12/21/12 NNMC-1 2 ELECTRICAL

B2NRTR
IDIQ - INSTALL OUTLET - NEMA 6-20 AMP 3 WIRE 
OUTLET

SERVICE 12/21/12 NNMC-1 2 ELECTRICAL

B2M33J HOT CALL, B-1, RM-2441 SERVICE 11/8/12 NNMC-1 2 HVAC
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B2MPJW COLD CALL B-1 RM-16132 SERVICE 11/19/12 NNMC-1 1 HVAC
B2NLZW PIPE LEAKING B-1 1ST FLOOR SOUTHWELL RENO URGENT 12/17/12 NNMC-1 1 PLUMBING
B2K6HD AC MALFUNCTION, B-1, RM-1716 SERVICE 10/3/12 NNMC-1 2 HVAC
B2LZCX COLD CALL B-1 RM-2583, 2584, 2586, 2587 SERVICE 11/6/12 NNMC-1 1 HVAC

B2LTGM
COLD CALL-THERMOSTAT COVER MISSING TOO B-1 RM-
3514

SERVICE 10/31/12 NNMC-1 1 HVAC

B2M3SZ COLD AIR B-1 RM-3517 SERVICE 11/9/12 NNMC-1 1 HVAC
B2MNLP HOT CALL B-1 RM-2415 SERVICE 11/16/12 NNMC-1 1 HVAC
B2MNL2 Cold Call, B-1, RM-11126 SERVICE 11/16/12 NNMC-1 2 HVAC
B2MPF4 HOT CALL B-1 RMS-2583, 2584, 2588, 2579 URGENT 11/19/12 NNMC-1 1 HVAC
B2N7ZM Cold Call, B-1, RM-11141 SERVICE 12/4/12 NNMC-1 2 HVAC
B2N75S HOT CALL, B-1, RM-5155 5th floor Command Suite URGENT 12/3/12 NNMC-1 3 HVAC
B2N8DG FAN COIL UNIT BLOWING COLD AIR B-1 RM-17132 SERVICE 12/5/12 NNMC-1 1 HVAC
B2N8JD FAN COIL UNIT IS NOT HEATING B-1 RM-7158 SERVICE 12/5/12 NNMC-1 1 HVAC
B2N9C6 COLD CALL B-1 RM-1716 SERVICE 12/6/12 NNMC-1 1 HVAC
B2NHBV Hot Call, B-1, RMs-2583, 2584, 2588, 2578, 2579 URGENT 12/10/12 NNMC-1 3 HVAC
B2NJTT RESTORE HEAT B-1 & 9 URGENT 12/13/12 NNMC-1 1 HVAC
B2NKSJ COLD CALL B-1 RM-1413 SERVICE 12/14/12 NNMC-1 1 HVAC

B2NK6J
COLD CALL B-1 RM-COMPREHENSIVE DENTAL 2ND 
FLOOR .

URGENT 12/13/12 NNMC-1 1 HVAC

B2NLTM No Hot Water to systems b-1 rm-14111 Mech Room URGENT 12/17/12 NNMC-1 1 PLUMBING

B2NRC3 A/C IS NOT WORKING, NNMC-9, RM 2303 URGENT 12/19/12 NNMC-1 3 HVAC

B2NPVK
hallway induction unit blowing cold air, B-1 next to room 
#15144 & 15123A, 11144, 10125 & 10121

SERVICE 12/19/12 NNMC-1 1 HVAC

B2NRNT Hot Call, B-1, Barber Shop URGENT 12/21/12 NNMC-1 3 HVAC

B2NRJM
repair or replace the leaking VAV controller - BLDG 1, 
RM 2583

SERVICE 12/20/12 NNMC-1 2 HVAC

B2NSHS HOT CALL B-1 RM-12125 URGENT 12/27/12 NNMC-1 1 HVAC
B2NSXH HOT CALL BLDG-1 SERVICE 12/28/12 NNMC-1 1 HVAC

B2NS79 Cold Call - BLDG 1, 19TH FLOOR, RMs-19142 & 19144 URGENT 12/26/12 NNMC-1 2 HVAC

B2NS9M Cold Call, B-1, RM-5156 Command suite URGENT 12/26/12 NNMC-1 3 HVAC
B2NS2Z Cold Call, B-1, RM-18141 URGENT 12/26/12 NNMC-1 3 HVAC
B2NTLW COLD CALL B-1 RM-1152 & 1154 11TH FLOOR SERVICE 12/28/12 NNMC-1 1 HVAC
B2NTR9 TOO COLD B-1 6TH FLOOR 6137, 6136, 6135, 6138 URGENT 12/31/12 NNMC-1 1 HVAC
B282SY PLUM- VALVE SHUT DOWN SERVICE 2/8/12 NNMC-1 1 PLUMBING
B2N7LS Window, B-1, RM- Connector over Main Street SERVICE 12/3/12 NNMC-1 2 STRUCTURAL
B2659D HVAC - A/C MALFUNCTION URGENT 1/5/12 NNMC-1 2 HVAC
B2662W PLUM - CEILING LEAK - BLDG 1, RM 2437A SERVICE 1/6/12 NNMC-1 1 REPAIR
B26GKW ENTO - COCKROACHES - BLDG 1, RM 1697 URGENT 1/9/12 NNMC-1 2 PEST CONTROL
B2664C ELEC- LIGHTS URGENT 1/6/12 NNMC-1 2 ELECTRICAL
B2792T PLUM - Repair/Replace Sub Pump SERVICE 1/13/12 NNMC-1 1 PLUMBING
B279YV GENM-REPLACE DOOR SERVICE 1/17/12 NNMC-1 1 REPAIR
B27B66 ENTO- COCKROACHES B1 SERVICE 1/17/12 NNMC-1 1 PEST CONTROL
B27GR2 GENM - FLOOR TILES - BLDG 1, RM 3536, 3559, 3548 SERVICE 1/20/12 NNMC-1 1 LABOR
B27GRX PTNG - PATCH AND PAINT - BLDG 1 SERVICE 1/20/12 NNMC-1 1 FCA_PAINT
B27JJC PLUM - Toilet Constantly Running URGENT 1/25/12 NNMC-1 2 PLUMBING
B27JYK PEST - Exterminate roach infestation URGENT 1/25/12 NNMC-1 2 PEST CONTROL
B27HKK RPR LAB AIR COMP B1 SERVICE 1/24/12 NNMC-1 1 REPAIR
B27JNL BKLG - LIGHTS OUT SERVICE 1/25/12 NNMC-1 1
B27KBZ LOCK- 021 NAVMED SERVICE 1/26/12 NNMC-1 1 STRUCTURAL
B27JSM LOCK - DOOR KNOB WON'T WORK URGENT 1/25/12 NNMC-1 2 LOCKS
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B27XVM HVAC - TOO HOT - BLDG 1, RM 2441 URGENT 2/6/12 NNMC-1 2 HVAC
B27XVD PLUM - CLOGGED SINK DRAIN - BLDG 1, RM 4419 URGENT 2/6/12 NNMC-1 2 PLUMBING
B28FMZ ELEC- ELEC PLUG REPAIR SERVICE 2/13/12 NNMC-1 1 FCA_ELEC
B28FN9 BKLG- REPLACE BULB LIGHTS SERVICE 2/13/12 NNMC-1 1 FCA_ELEC

B28K66 HVAC - VENTILATION NOT WORKING - SEE 2/18 UPDATE URGENT 2/14/12 NNMC-1 2 HVAC

B292Y2 HVAC - TOO COLD - BLDG 1, ALL OF 6TH FLOOR URGENT 2/27/12 NNMC-1 2 HVAC
B292XW HVAC - RADIATOR LEAK - BLDG 1, RM 2481 URGENT 2/27/12 NNMC-1 2 HVAC
B292Y4 BKLG - LIGHTS OUT - BLDG 1, RM 6138 SERVICE 2/27/12 NNMC-1 1 ELECTRICAL
B28RRS PLUM-TOILET NOT WORKING URGENT 2/23/12 NNMC-1 2 PLUMBING
B28RK2 PLUM- WATER LEAK URGENT 2/23/12 NNMC-1 1 PLUMBING
B28S7X PLUM-REMOVE SINK PIPES SERVICE 2/24/12 NNMC-1 1 PLUMBING
B293JT PLUM - RADIATION HEATERS - BLDG 1, RM 1670 URGENT 2/27/12 NNMC-1 2 PLUMBING
B299ZH GENM-WINDOW LOOSE RAIN COMING IN URGENT 2/29/12 NNMC-1 2 REPAIR
B299XH BKLG-REPLACE LIGHT SERVICE 2/29/12 NNMC-1 1 ELECTRICAL
B299R9 BKLG - lights Out/Missing SERVICE 2/29/12 NNMC-1 1 ELECTRICAL
B29K8C ELEC-POWER SHORTAGE URGENT 3/5/12 NNMC-1 2 ELECTRICAL
B29CNF GENM-PATCH/PAINT WALL SERVICE 3/1/12 NNMC-1 1 REPAIR

B29CTL
BKCT - REPLACE CEILING TILES - BLDG 1, MULTIPLE 
ROOMS

SERVICE 3/1/12 NNMC-1 1 LABOR

B29D2Y HVAC - TOO COLD - BLDG 1, RM 17154 URGENT 3/1/12 NNMC-1 2 HVAC
B29D53 LOCK-BROKEN LOCK URGENT 3/1/12 NNMC-1 2 REPAIR
B29D44 BKLG - LIGHTS OUT - BLDG 1, STAIRWELL 12109B URGENT 3/1/12 NNMC-1 2 ELECTRICAL
B29DLC HVAC- CHECK AIR FLOW URGENT 3/2/12 NNMC-1 2 HVAC
B29DLG BKCT-REPLACE CEILING TILES SERVICE 3/2/12 NNMC-1 1 REPAIR
B29DLB HVAC- CHECK AIR FLOW URGENT 3/2/12 NNMC-1 2
B29K7J PLUM- TOILET LEAK URGENT 3/5/12 NNMC-1 2 PLUMBING
B29RHX HVAC - RADIATOR LEAK - BLDG 1, RM 6136 URGENT 3/12/12 NNMC-1 2 HVAC
B29K9R HVAC - RADIATOR NOT WORKING URGENT 3/5/12 NNMC-1 2 REPAIR
B29P8Z ELEC - FLICKERING LIGHTS - BLDG 1, 1628C SERVICE 3/9/12 NNMC-1 1 ELECTRICAL
B29N2F PLUM - EXPANSION JOINT - BLDG 1, RM 5150 SERVICE 3/7/12 NNMC-1 1 PLUMBING
B29VDB HVAC -MAINTENANCE ON LAB AIR SYSTEM SERVICE 3/14/12 NNMC-1 1 HVAC
B29XRZ PLUM - PIPE LEAK - BLDG 1, RM 1670 SERVICE 3/16/12 NNMC-1 1 PLUMBING
B29XSH PLUM - WET CEILING TILES - BLDG 1, RM 2435 URGENT 3/16/12 NNMC-1 1 PLUMBING
B29ZG9 PLUM-CLOGGED SINK URGENT 3/19/12 NNMC-1 2 PLUMBING
B29ZGL BKLG-REPLACE LIGHTS SERVICE 3/19/12 NNMC-1 1 ELECTRICAL
B2B256 GENM-REPAIR/REPLACE DOOR HANDLE SERVICE 3/20/12 NNMC-1 1 REPAIR
B29ZNW HVAC - LOUD NOISE - BLDG 1, RM 1639 URGENT 3/20/12 NNMC-1 2 HVAC
B29ZRH PEST-INVESTIGATE INSECTS SERVICE 3/20/12 NNMC-1 1 PEST CONTROL
B29ZW3 HVAC-INVESTIGATE/REPAIR LEAKING RADIATOR SERVICE 3/20/12 NNMC-1 1 HVAC
B29ZWD HVAC-HEATER NOT WORKING URGENT 3/20/12 NNMC-1 2 HVAC
B2B29P PLUM-UNSTOP MOAT FLOOR DRAIN SERVICE 3/21/12 NNMC-1 1 PLUMBING
B2B2P2 HVAC- HOT TEMPERATURE URGENT 3/21/12 NNMC-1 2 HVAC
B2B2H9 PLUM-UNCLOGGED TOILETS URGENT 3/21/12 NNMC-1 1 PLUMBING
B2B2JD GENM-REPAIR/REPLACE DOOR SERVICE 3/21/12 NNMC-1 1 REPAIR
B2B2KW PLUM-INVESTIGATE CEILING LEAK URGENT 3/21/12 NNMC-1 2 PLUMBING

B2B2NH PLUM - MISCELLANEOUS PLUMBING - BLDG 1, RM 6116 SERVICE 3/21/12 NNMC-1 1 PLUMBING

B2B68J BKLG-REPLACE BURNED OUT LIGHT SERVICE 3/26/12 NNMC-1 1 ELECTRICAL
B2B4ZT ELEC - Lights Out SERVICE 3/23/12 NNMC-1 1 ELECTRICAL

B2B84L GENM - Replace Ceiling tiles; stained and discolored SERVICE 3/29/12 NNMC-1 1 LABOR

B2B82H LOCK- 108 COMMAND SECRETARIAT SERVICE 3/29/12 NNMC-1 1 STRUCTURAL
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B2B8C4 GENM - Repair Broken Door Lock URGENT 3/29/12 NNMC-1 2 REPAIR
B2B8C8 HVAC - Too Hot URGENT 3/29/12 NNMC-1 2 HVAC
B2B8PY PLUM-REPAIR CLOGGED SINK URGENT 3/30/12 NNMC-1 2 PLUMBING
B2B8RD PLUM-REPAIR CLOGGED SINK/REPAIR AC URGENT 3/30/12 NNMC-1 2 PLUMBING
B2B8SS HVAC-REPAIR THERMOSTAT/REPAIR DOOR URGENT 3/30/12 NNMC-1 2 HVAC
B2B8TC PLUM-REPAIR RADIATOR LEAK URGENT 3/30/12 NNMC-1 2 PLUMBING
B2BDYT HVAC-ADJUST AIR FLOW URGENT 4/5/12 NNMC-1 2 HVAC
B2BD73 HVAC-NEED AC SERVICED URGENT 4/4/12 NNMC-1 2 HVAC

B2BLBK
HVAC - WATER BOOSTER PUMPS - BLDG 1, RM 1670, 
MER 33

URGENT 4/17/12 NNMC-1 2 HVAC

B2BH3G HVAC - TOO COLD - BLDG 1, RM 2440 URGENT 4/9/12 NNMC-1 2 HVAC

B2BLDJ
PLUM - LEAKING DRAIN VALVE - BLDG 1, RM 1670, MER 
33

URGENT 4/17/12 NNMC-1 2 PLUMBING

B2BJR6 PLUM - RADIATOR LEAK - BLDG 1, RMS 2408, 2478 URGENT 4/12/12 NNMC-1 2 PLUMBING
B2BJSP PLUM - CLOGGED TOILET - BLDG 1, RM 1669 URGENT 4/12/12 NNMC-1 2 PLUMBING

B2BHSW HVAC - Conference room too cold - BLDG 1, RM19130 URGENT 4/10/12 NNMC-1 2 HVAC

B2BHT7 BKLG - LIGHT OUT - BLDG 1, OUTSIDE RM 1630 SERVICE 4/10/12 NNMC-1 1 ELECTRICAL
B2BKCJ HVAC - TOO HOT - BLDG 1, RM 1697 URGENT 4/16/12 NNMC-1 2 HVAC
B2BKJ7 HVAC - TOO HOT - BLDG 1, RM 4334 URGENT 4/16/12 NNMC-1 2 HVAC
B2BKHK PLUM-LOOSE FAUCET/HOT TEMP/NO AIR URGENT 4/16/12 NNMC-1 2 PLUMBING

B2BM6Z
HVAC - SOW FOR INSULATION REPAIR/REPLACEMENT - 
BLDG 1, 5TH FLOOR

URGENT 4/19/12 NNMC-1 2 HVAC

B2BNST Lock- 121 NPDS SERVICE 4/23/12 NNMC-1 4 LOCKS
B2BNW2 HVAC- NO HEAT URGENT 4/24/12 NNMC-1 2 HVAC
B2BNSF Lock- 120 NPDS Admin SERVICE 4/23/12 NNMC-1 4 LOCKS
B2BPHM HVAC-REPAIR/REPLACE EXHAUST FAN SERVICE 4/25/12 NNMC-1 1 HVAC
B2BRHY HVAC-A/C LEAKING URGENT 4/27/12 NNMC-1 2 HVAC
B2BTJ2 HVAC-ADJUST TEMPERATURE URGENT 4/30/12 NNMC-1 2 HVAC
B2BVJ2 GENM-REPAIR DOOR B-1 ROOM # 5841 SERVICE 5/2/12 NNMC-1 2 REPAIR

B2BYZK
PLUM-B-1 ROOM # 1654 WATER LEAK CLOING FROM 
THE FLOOR.

URGENT 5/8/12 NNMC-1 2 PLUMBING

B2BZ7P PLUM - URINAL FLOODS BATHROOM - BLDG 1, RM 4378 SERVICE 5/8/12 NNMC-1 1 PLUMBING

B2BYSD BKLG - LIGHTS OUT - BLDG 1, RM 5208 SERVICE 5/8/12 NNMC-1 1 ELECTRICAL
B2BYD5 Lock- 124 Patient Relations Service SERVICE 5/7/12 NNMC-1 4 LOCKS

B2BYTX
GENM-REPAIR DOOR CLOSURE/REPLACE FOUR BURNED 
OUT LIGHTS B-10 A ROOM # 126

SERVICE 5/8/12 NNMC-1 1 REPAIR

B2C55V BKLG - REPLACE BULBS - BLDG 1, NEAR 2458 SERVICE 5/9/12 NNMC-1 1 ELECTRICAL

B2C5B5
BKLG - 5 LIGHTS OUT - BLDG 1, RM 2465, NEXT DOOR 
WAITING ROOM

SERVICE 5/9/12 NNMC-1 1 ELECTRICAL

B2C5SZ PLUM - URINAL OVERFLOW - BLDG 1, RM 4378 SERVICE 5/10/12 NNMC-1 1 PLUMBING

B2C746
HVAC - TOO HOT - BLDG 1, RM 2501, ENTIRE COMP 
DENTAL CLINIC

URGENT 5/14/12 NNMC-1 2 HVAC

B2C734 ELEC-B-1 ROOM # 3304 REPLACE BURNED OUT LIGHTS SERVICE 5/14/12 NNMC-1 2 ELECTRICAL

B2CD2S PLUM - CLOGGED TOILET - BLDG 1, RM 18103 URGENT 5/21/12 NNMC-1 3 PLUMBING
B2CCMR HVAC - T-CONNECTOR - BLDG 1, RM 3498 SERVICE 5/18/12 NNMC-1 2 HVAC
B2CBXH HVAC-B-1 ROOM # 1620 NO AIR FLOW URGENT 5/18/12 NNMC-1 3 HVAC
B2CBYC ELEC - CIRCUIT OVERLOAD - BLDG 1, RM 1620, 1619 URGENT 5/18/12 NNMC-1 3 ELECTRICAL
B2CCMZ GENM - STAINS/MOLD - BLDG 1, RM 14122 SERVICE 5/18/12 NNMC-1 2 REPAIR
B2CHBW HVAC - WALL UNIT NOT PUTTING OUT COOL AIR SERVICE 5/25/12 NNMC-1 2 HVAC
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B2CLLW
HVAC-Bldg. 1, Rms. 7120, 7123, and 7121 do not have 
working A/Cs. Rm. 7141 has a leaking A/C. Rm. 7143 has 
a previous work order and does not work.

URGENT 6/1/12 NNMC-1 3 HVAC

B2CS8N
HVAC-Bldg. 1, Rm. 17154. Room is too hot. One A/C unit 
in room is not working.

URGENT 6/11/12 NNMC-1 3 HVAC

B2F83B Lock- Navmed PDC/ Opman SERVICE 6/28/12 NNMC-1 4 LOCKS
B2F97S HVAC - AC NOT WORKING - BLDG 1, RM 17154 URGENT 6/29/12 NNMC-1 3 HVAC

B2FRPG HVAC/PLUM - AC UNIT LEAK/NG / NO COLD WATER SERVICE 7/6/12 NNMC-1 2 HVAC

B2FT7L HVAC-B-1 ROOM # 18141 - AC UNIT IS LEAKING. URGENT 7/9/12 NNMC-1 3 HVAC
B2FNHD HVAC-B-1 ROOM # 19144 - HOT TEMPERATURE URGENT 7/5/12 NNMC-1 3 HVAC

B2FMG2
HVAC-Bldg. 1, Rm. 16132. A/C isn't working; blowing hot 
air.

SERVICE 7/3/12 NNMC-1 2 HVAC

B2FT3M
PLUM-B-1 ROOM # 2441 - REPAIR CLOGGED TOILET AND 
SINK.

URGENT 7/9/12 NNMC-1 3 PLUMBING

B2FM4F PEST-NEED BUG TRAPS PLACED IN ROOM SERVICE 7/3/12 NNMC-1 4 PEST CONTROL

B2FGVN
PLUM-Bldg. 1, Rm. 2565. Boiler is leaking. Please 
address.

SERVICE 7/2/12 NNMC-1 2 PLUMBING

B2FGWL
GENM-Bldg. 1, 5th Floor, Rm. 5156. Cabinet doors in 
kitchen and office area coming off hinges. Please secure.

SERVICE 7/2/12 NNMC-1 2 REPAIR

B2FN4Y PLUM - NO COLD WATER - BLDG 1, RM 12101 URGENT 7/5/12 NNMC-1 3 PLUMBING

B2FN5C
ELEC/PLUM/GENM - LIGHTS / FAUCETS / SINK / DOOR - 
BLDG 1, SEE DETAILS FOR ROOMS

SERVICE 7/5/12 NNMC-1 2 HVAC

B2FNM9 HVAC - Fan coil unit blowing hot air - BLDG 1, RM 16132 SERVICE 7/5/12 NNMC-1 2 HVAC

B2GJ9J
ELEC-Bldg. 1, outside Rm. 7158. Install electrical outlet 
under TV mount on wall. See POC for further details.

SERVICE 7/19/12 NNMC-1 2 ELECTRICAL

B2GN52 PLUM-B-1 ROOM 19106 - NO COLD WATER URGENT 7/27/12 NNMC-1 3 PLUMBING

B2GMJP
PLUM-Bldg. 1, Hallway near Rm. 2408. Leak in ceiling. 
Please fix and replace ceiling tiles.

URGENT 7/26/12 NNMC-1 3 PLUMBING

B2GMJ6
PLUM - NO COLD WATER - BLDG 1, 15101, 15102, 15103, 
14101, 102, 14103

URGENT 7/26/12 NNMC-1 3 PLUMBING

B2GLVS B-1 ROOM # 13136 - REPAIR AC LEAK. URGENT 7/25/12 NNMC-1 3 PLUMBING
B2GLX6 B-1 ROOM # 7159 - REPAIR AC LEAK URGENT 7/25/12 NNMC-1 3 PLUMBING

B2GVJC
HVAC - NO AC/AIR MOVEMENT - 82 DEGREES -  BLDG 1, 
RM 1674

URGENT 8/1/12 NNMC-1 3 HVAC

B2GVDP
B-1 ROOM # 3554 - DENTAL LABORATORY , EXTREMELY 
HOT NO AIR CIRCULATION.

URGENT 7/31/12 NNMC-1 3 HVAC

B2GVFC
HVAC-B-1 ROOM # 4384/4385/4389 - NO CIRCULATION, 
ROOM # 4390 - BLOWING COLD AIR

URGENT 7/31/12 NNMC-1 3 HVAC

B2GVJR
HVAC-B-1 ROOM # 1ST FLOOR WHOLE FLOOR - NO AIR 
COMING OUT FROM THE VENT.

URGENT 8/1/12 NNMC-1 2 HVAC

B2GX6W
GENM-B-1 ROOM # 2409 - REPLACE CEILING 
TILES/LIGHTS/CLEANVENT/INSTALL ROOM DIVIDER

SERVICE 8/1/12 NNMC-1 2 REPAIR

B2H5H2
HVAC - AC CREATING MOLD - PERSONNEL WITH 
ASTHMA AFFECTED - BLDG 1, RM 12141

URGENT 8/7/12 NNMC-1 3 HVAC

B2H5F6 PEST-B-1 ROOM # 2463 - ANTS INFESTATION SERVICE 8/7/12 NNMC-1 2 PEST CONTROL

B2H5L8
ELEC-B-1 ROOM # 19107 (HALLWAY),19107 GME OFFICE 
- INSTALL ELECTRIC QUAD BOX.

URGENT 8/7/12 NNMC-1 3 ELECTRICAL
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B2H5B5 PLUM-REPAIR DOMESTIC WATER BOOSTER SYSTEM SERVICE 8/6/12 NNMC-1 2 PLUMBING

B2H5BD PLUM-RESOLVE ISSUE WITH WARM AND COLD WATER SERVICE 8/6/12 NNMC-1 2 PLUMBING

B2H6TG
PLUM-B-1 ROOM # 16101,19101,17101 - REPAIR WATER 
FOUNTAIN/REPAIR URINAL.

SERVICE 8/9/12 NNMC-1 2 PLUMBING

B2H5XG Lock- NSDS URGENT 8/7/12 NNMC-1 4 LOCKS
B2H5VX HVAC-B-1 MER 1070-01 - REPAIR LAB AIR SYSTEM SERVICE 8/7/12 NNMC-1 2 HVAC

B2H5W5
HVAC-B-9A ROOM # B003 MECHANICAL ROOM - REPAIR 
OIL LEAK ON MED VACUUM PUMP.

SERVICE 8/7/12 NNMC-1 2 HVAC

B2H7BZ
HVAC - TOO WARM AND HUMID - BLDG 1, ACROSS 
FROM 18130

SERVICE 8/9/12 NNMC-1 2 HVAC

B2H65S
ELEC-B-1 ROOM # 2404 - INSTALL LIGHTS,B-1 ROOM # 
2401 AND 2404 - REMOVE SINK,

SERVICE 8/8/12 NNMC-1 2 ELECTRICAL

B2H66S GENM-B-1ROOM # 14038 - PATCH AND PAINT WALL SERVICE 8/8/12 NNMC-1 REPAIR

B2HFLN
HVAC/ELEC-A/C NOT WORKING AND RELAMP ALL 
FITTING ROOMS

URGENT 8/14/12 NNMC-1 3 HVAC

B2HF8Y HVAC-B-1 ROOM 1674 - HOT TEMPERATURE URGENT 8/14/12 NNMC-1 3 HVAC
B2HFMB ELCON-ELEVATOR IS MALFUNCTIONING URGENT 8/14/12 NNMC-1 3 CONVEYING

B2HFDV
GENM-B-1 ROOM # 2401 - REPAIR DOOR NOT LOCKING 
PROPERLY

SERVICE 8/14/12 NNMC-1 2 REPAIR

B2HFF8 HVAC-B-1 ROOM # 16126 - COLD TEMPERATURE SERVICE 8/14/12 NNMC-1 2 HVAC

B2HJ5M
PLUM - LEAKING FAUCETS / LOW WATER PRESSURE - 
BLDG 1, RMS 13103, 14103

URGENT 8/15/12 NNMC-1 3 PLUMBING

B2HJ64
PLUM - WATER FOUNTAIN NOT WORKING - BLDG 1, RM 
19107

SERVICE 8/15/12 NNMC-1 2 PLUMBING

B2HJ47 HVAC-B-1 ROOM # 5193 - HOT TEMPERATURE URGENT 8/15/12 NNMC-1 HVAC
B2HFPV PLUM- CEILING LEAK URGENT 8/14/12 NNMC-1 3 PLUMBING
B2HFR9 PLUM- WATER FOUNTAIN IS NOT WORKING SERVICE 8/14/12 NNMC-1 3 PLUMBING

B2HCSY
HVAC - "SWEAT BOX" - COMPREHENSIVE DENTISTRY - 
BLDG 1, RM 2455

URGENT 8/13/12 NNMC-1 3 HVAC

B2HFL6
PLUM-B-1 14TH FLOOR WOMENS BATHROOM (ONLY 
WOMENS BATHROOM) - REPAIR FAUCET LEAK

SERVICE 8/14/12 NNMC-1 2 PLUMBING

B2HTNF
PLUM - CLOGGED DRAIN - SLOW DRAINAGE - BLDG 1, 
RM 2579

SERVICE 8/21/12 NNMC-1 2 PLUMBING

B2JK3G ELEC B-1 5TH FL SOUTH- POWER OUTAGE SERVICE 8/29/12 NNMC-1 2 ELECTRICAL

B2JJ89 PTNG - PAINT & PATCH - BLDG 1, RMS 14154, 14152 SERVICE 8/28/12 NNMC-1 2 FCA_PAINT

B2JJ94 HVAC - WINDOW AC LEAK - BLDG 1, RM 12125 URGENT 8/28/12 NNMC-1 3 HVAC

B2JKJY
ELEC - EXHAUST FAN BROKEN - BLDG 1, RM 1628A, 
1628B

SERVICE 8/29/12 NNMC-1 2 ELECTRICAL

B2JKDX PLUM - CLOGGED DRAIN - BLDG 1, RM 2571 URGENT 8/29/12 NNMC-1 3 PLUMBING
B2JL4L ELEC- OUTAGE ASSISTANCE URGENT 8/30/12 NNMC-1 2 ELECTRICAL

B2JWFC
HOT ROOM - CAN'T ADJUST THERMOSTAT - BLDG 1, 
1633

SERVICE 9/12/12 NNMC-1 2 HVAC

B2JW7R PTNG - PATCH & PAINT - BLDG 1, RM 11150 SERVICE 9/12/12 NNMC-1 2 FCA_PAINT

B2JWBX
AC LEAK - WET CARPET - CONSTANT DRIP - BLDG 1, RM 
13152

URGENT 9/12/12 NNMC-1 3 HVAC

B2JW49 TOO COLD - BLDG 1, RM 2575 SERVICE 9/12/12 NNMC-1 2 HVAC

B2JW69
ELEC - INSTALL OUTLET / POWER OUTAGE - BLDG 1, RMS 
12141, 1716

URGENT 9/12/12 NNMC-1 3 ELECTRICAL
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B2JWLG POWER OUTAGE IN CUBICLE URGENT 9/11/12 NNMC-1 3 ELECTRICAL
B2JYKZ GENM- Window leaking, B-1, RM-2432 SERVICE 9/19/12 NNMC-1 2 REPAIR
B2JWWP HOT CALL- B-1, RM-2435 SERVICE 9/13/12 NNMC-1 2 HVAC
B2JWN2 BROKEN DOOR HANDLE - BLDG 1, RM 18101 SERVICE 9/13/12 NNMC-1 2 LOCKS

B2JWRX
PLUM - EYEWASH STATION NON-FUNCTIONAL - BLDG 1, 
RM 3492

URGENT 9/13/12 NNMC-1 3 PLUMBING

B2JXSN Plum-Sink leaking, B-1, RM-3302A URGENT 9/17/12 NNMC-1 3 PLUMBING
B2JZCM COLD CALL - BLDG 1, RM 1603 SERVICE 9/20/12 NNMC-1 2 HVAC
B2JZFP ELEC/HVAC - BLDG 1, RMS 4316, 4401, 4409 SERVICE 9/20/12 NNMC-1 2 ELECTRICAL
B2JZGW ACTIVE CEILING LEAK - BLDG 1, RM 11135 URGENT 9/20/12 NNMC-1 3 PLUMBING

B2K4B7
PLUM / BKCT - BLDG 1, 1669, hallway outside room 
#1698A

SERVICE 9/26/12 NNMC-1 2 PLUMBING

B2K3VV ELEC - REPLACE COVER PLATE - BLDG 1,RM 15135 SERVICE 9/26/12 NNMC-1 2 REPAIR

B2K3Y5
BKCT/PTNG - REPLACE CEILING TILES - BLDG 1, RM 3554 
THRU 3548

SERVICE 9/26/12 NNMC-1 2 FCA_PAINT

B2K35C COLD CALL- B-1, 10TH FLOOR SERVICE 9/25/12 NNMC-1 2 HVAC

B2K53V
VENTS BLOWING COLD AIR - BLDG 1, RMS 11121, 11151, 
11154

SERVICE 9/28/12 NNMC-1 2 HVAC

B2K4WK AIR COMPRESSOR IS MALFUNCTIONING, B-1, RM 3470B SERVICE 9/28/12 NNMC-1 2 HVAC

B2K53J
CHANGE OUT SOOTY VENT FILTERS - BLDG 1, RMS 
11121, 11151, 11154

SERVICE 9/28/12 NNMC-1 2 HVAC

B2K6SB ELEC - LOSS OF POWER - BLDG 1, RM 11132 URGENT 10/3/12 NNMC-1 2 ELECTRICAL
B2KMD8 BKLG / COLD CALL - BLDG 1, RMS 16144, 15151 SERVICE 10/16/12 NNMC-1 2 ELECTRICAL
B2KSBN GENM - SWITCH DOORS - BLDG 1, RM 3554 SERVICE 10/17/12 NNMC-1 2 LABOR
B2L9HV Lock-Navmed PDC/ Opman SERVICE 10/22/12 NNMC-1 4 LOCKS
B2KMRK POWER OUT TO COMPUTER DESK B-1 RM-3530 URGENT 10/16/12 NNMC-1 1
B2KMWL PATCH AND PAINT B-1 RM3498 SERVICE 10/16/12 NNMC-1 1
B2KPVV Locks- NAVMED PDC/ OPMAN SERVICE 10/16/12 NNMC-1 4 LOCKS

B2LC73
AHU's / re-circulating pump - BLDG 1, RMS 2451, 1639, 
3459, & 1670

URGENT 10/22/12 NNMC-1 3 HVAC

B2LC34 Locks- USUHS Medicine SERVICE 10/22/12 NNMC-1 4 LOCKS
B2L9C3 COLD CALL - BLDG 1, "18th floor, Extremely Cold". SERVICE 10/22/12 NNMC-1 2 HVAC
B2L9DN NO POWER, B-1, South wing URGENT 10/22/12 NNMC-1 3 ELECTRICAL
B2L9FS Clogged Toilet, B-1, RM-17101 URGENT 10/22/12 NNMC-1 3 PLUMBING

B2LC5P
HOT WATER ISSUES FOUND @ B-1 #2451, 1639, 3459 
AND1670.

SERVICE 10/22/12 NNMC-1 1

B2LG32 Paint, B-1, RM-3304 SERVICE 10/23/12 NNMC-1 2 FCA_PAINT
B2LVCR Patch & Paint, B-1, RM-15156 SERVICE 11/2/12 NNMC-1 2 FCA_PAINT
B2LV3N POWER OUTAGE - BLDG 1, FLOORS 16 & 13 URGENT 11/1/12 NNMC-1 3 ELECTRICAL
B2M2BD Water leaking, B-1, RM-17110 URGENT 11/7/12 NNMC-1 3 PLUMBING
B2LZKZ PLUM - 2 SINKS - BLDG 1, RM 1671 SERVICE 11/6/12 NNMC-1 2 PLUMBING
B2LZNN COLD CALL - BLDG 1, 2530 THRU 2538 URGENT 11/7/12 NNMC-1 3 HVAC
B2LZMC GRAFITTI ON STALL, NEEDS PAINT B-1 RM-1669 SERVICE 11/6/12 NNMC-1 1 REPAIR
B2M2LK DOOR WILL NOT OPEN / LOCK B-1 RM-5156 SERVICE 11/8/12 NNMC-1 1 REPAIR

B2M32H
CEILING TILES NEED TO BE REPLACED & LIGHT BULB 
REPLACE B-1

SERVICE 11/8/12 NNMC-1 1 REPAIR

B2M25F
DOOR HANDLE BROKEN - WON'T TURN - BLDG 1, RM 
15109B

SERVICE 11/7/12 NNMC-1 2 LOCKS

B2M26F
BKLG - REPLACE 2 FLOURECENT BULBS - BLDG 1, 
OUTSIDE 3301

SERVICE 11/7/12 NNMC-1 2 ELECTRICAL

B2LY2T Steam leak, B-1, RM-1633 SERVICE 11/6/12 NNMC-1 2 HVAC
B2M2M8 Hot Call, B-1, RM-5194 Command Suite URGENT 11/8/12 NNMC-1 3 HVAC
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B2M2JJ COLD CALL - BLDG 1, RM 7141, 7138 SERVICE 11/7/12 NNMC-1 2 HVAC
B2647T HVAC- NO HEAT URGENT 1/4/12 NNMC-1 2 HVAC
B263YD HVAC- TOO COLD URGENT 1/4/12 NNMC-1 2 HVAC
B263ZF HVAC- UNIT URGENT 1/4/12 NNMC-1 2 HVAC
B26GG7 TOILET SLOW TO FLUSH B1 SERVICE 1/9/12 NNMC-1 1 PLUMBING
B26GYZ ELEC - Light Out URGENT 1/10/12 NNMC-1 2 ELECTRICAL
B26GYY GENM - FALLEN LIGHT COVER - BLDG 1 SERVICE 1/10/12 NNMC-1 1 REPAIR
B26GRN BKLG- REPLACE LIGHTBULBS B1 SERVICE 1/10/12 NNMC-1 1 ELECTRICAL
B26GTJ PLUM- SINK SERVICE 1/10/12 NNMC-1 1 PLUMBING
B26H2N HVAC- TOO COLD URGENT 1/10/12 NNMC-1 2 HVAC
B26H88 ELEC - INSTALL OUTLET - BLDG 1, RM 2546 SERVICE 1/10/12 NNMC-1 1 ELECTRICAL
B26J7H HVAC- HEATER TOO WARM SERVICE 1/11/12 NNMC-1 1 HVAC
B27BD3 HVAC - TOO COLD - BLDG 1, RM 12144 URGENT 1/17/12 NNMC-1 2 HVAC
B27BBZ GENM- DOORS SERVICE 1/17/12 NNMC-1 1 REPAIR
B27H9M HVAC - TOO COLD - BLDG 1, RMS 5168, 5218 URGENT 1/23/12 NNMC-1 2 HVAC
B27HK9 PAINT - Black out parking spaces in front of Bldg 1 SERVICE 1/23/12 NNMC-1 1 FCA_PAINT
B27LDB LOCK-CIPHER PIN CHANGE URGENT 1/27/12 NNMC-1 2 REPAIR
B27LDJ GENM- DOOR KNOB BROKEN SERVICE 1/27/12 NNMC-1 1 REPAIR
B27LDR ELEC-LIGHTS OUT SERVICE 1/27/12 NNMC-1 1 ELECTRICAL
B27LG3 GENM-LOOSE TOILET SEAT SERVICE 1/27/12 NNMC-1 1 REPAIR
B27NKX GENM - DOOR CLOSER - BLDG 1, RM 2471 SERVICE 1/30/12 NNMC-1 1 LABOR
B27NL4 ELEC - POWER OUTAGE - BLDG 1, RM 2478 URGENT 1/30/12 NNMC-1 2 ELECTRICAL
B27NXT PTNG- PATCH AND PAINT SERVICE 1/30/12 NNMC-1 1 STRUCTURAL
B27LKN ELEC - MOTION SENSORS - BLDG 1, RM 2430 SERVICE 1/27/12 NNMC-1 1 ELECTRICAL
B27PWF PLUM - LEAKY PIPE - BLDG 1, RM 3492 SERVICE 1/31/12 NNMC-1 1 PLUMBING
B27VP7 PLUM - Toilet Clogged URGENT 2/1/12 NNMC-1 2 PLUMBING
B27WVC HVAC - TOO COLD - BLDG 1, RM 2578 URGENT 2/2/12 NNMC-1 2 HVAC
B27WB4 HVAC - Cold Air Blowing From Vent URGENT 2/1/12 NNMC-1 2 HVAC
B284KL PLUM - Radiator Leak URGENT 2/9/12 NNMC-1 2 PLUMBING
B28F92 GENM - INVESTIGATE LOUD NOISE URGENT 2/13/12 NNMC-1 2 LABOR
B288LR CARP - REMOVE CABINETRY - BLDG 1, RM 2472 SERVICE 2/10/12 NNMC-1 1 LABOR

B288M2 PTNG - PATCH & PAINT - BLDG 1, RMS 3466, 3464, 3460 SERVICE 2/10/12 NNMC-1 1 FCA_PAINT

B288M9 GENM - WINDOW - BLDG 1, RM 4402 SERVICE 2/10/12 NNMC-1 1 REPAIR
B288ML ELEC - EXPOSED WIRES - BLDG 1, RM 4402 SERVICE 2/10/12 NNMC-1 1 ELECTRICAL
B27YLX HVAC - TOO HOT - BLDG 1, RM 1630 URGENT 2/7/12 NNMC-1 2 HVAC
B284FD PLUMN - Ceiling Leak URGENT 2/9/12 NNMC-1 2 PLUMBING
B28L3Y PLUM- TOILET FLUSH NOT WORKING SERVICE 2/15/12 NNMC-1 1 PLUMBING

B28SBK
HVAC - HEAT CONVECTORS - BLDG 1, FLOORS 16, 17, 18, 
AND 19

URGENT 2/24/12 NNMC-1 1 HVAC

B28SJ4 BKCT - REPLACE CEILING TILE - BLDG 1, RM 2581A URGENT 2/24/12 NNMC-1 2 LABOR
B28SHT GENM- DOOR STAIRWELL A URGENT 2/24/12 NNMC-1 3 STRUCTURAL
B2988M HVAC-HEAT BROKEN SERVICE 2/28/12 NNMC-1 1 HVAC

B29848
PLUM - RPR CRACKED SEWER VENT PIPE - BLDG 1, RM 
1670 MER

URGENT 2/28/12 NNMC-1 2 REPAIR

B298DC
BKLG - Lights out on stairwell - BLDG 1, 12th level, 
stairwell #12109B,

SERVICE 2/28/12 NNMC-1 1 ELECTRICAL

B29K9W BKLG-REPLACE LIGHTS SERVICE 3/5/12 NNMC-1 1 ELECTRICAL
B29TYM PLUM - RADIATOR LEAK - BLDG 1, RM 2486 URGENT 3/13/12 NNMC-1 2 PLUMBING
B29VGH PLUM-SINK HANDLE MALFUNCTION LEAK SERVICE 3/14/12 NNMC-1 1 PLUMBING
B29RK6 HVAC - Correct Deficiancies BLDG 1 (AHU) SERVICE 3/12/12 NNMC-1 2 HVAC
B29V3G HVAC-HOT TEMPERATURE URGENT 3/14/12 NNMC-1 2 HVAC
B29V57 PLUM-CLOGGED SINK URGENT 3/14/12 NNMC-1 2 PLUMBING
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B29VP8 PLUM - CEILING LEAK - BLDG 1, NEAR 2486 SERVICE 3/15/12 NNMC-1 1 PLUMBING
B29NK8 GENM-REPAIR/REPLACE TOILET SEAT SERVICE 3/8/12 NNMC-1 1 REPAIR
B29RJS HVAC - Correct Deficiancies BLDG 1 (AHU) SERVICE 3/8/12 NNMC-1 2 HVAC
B29VHG ELEC-RESTORE LIGHTS SERVICE 3/14/12 NNMC-1 2 ELECTRICAL
B29P8D REPAIR/REPLACE TOILET SEAT SERVICE 3/9/12 NNMC-1 1 REPAIR
B29MP3 PLUM- EXTERNAL DRAIN SERVICE 3/6/12 NNMC-1 1 PLUMBING
B29MPR PLUM-INSTALL WALTER FILTERS SERVICE 3/6/12 NNMC-1 1 PLUMBING
B29NG6 PLUM - SINK - BLDG 1, RM 3554 URGENT 3/8/12 NNMC-1 2 PLUMBING
B29N6L PLUM-NO HOT WATER URGENT 3/7/12 NNMC-1 2 PLUMBING
B29N6W PEST-INVESTIGATE ROACHES URGENT 3/7/12 NNMC-1 2 PEST CONTROL
B29VRB PLUM-INVESTIGATE LEAK SERVICE 3/15/12 NNMC-1 1 PLUMBING
B29VT4 PLUM-Repair/Replace Water Booster Pump URGENT 3/15/12 NNMC-1 2 PLUMBING
B29Z9B PLUM-REPAIR CLOGGED SINK SERVICE 3/19/12 NNMC-1 1 PLUMBING
B29Z9N PLUM-REPAIR CLOGGED SINK URGENT 3/19/12 NNMC-1 2 PLUMBING
B2B6G4 GENM-REPAIR DOOR LATCH/MAGNET SERVICE 3/26/12 NNMC-1 1
B2B6G6 GENM-REPAIR DOOR LATCH/MAGNET SERVICE 3/26/12 NNMC-1 1 REPAIR
B2B6GZ GENM-REPAIR LOOSE DOOR URGENT 3/26/12 NNMC-1 2 REPAIR
B2B6K7 ELEC - Replace Fluorescent Light Bulbs SERVICE 3/26/12 NNMC-1 4 ELECTRICAL
B2B6RS HVAC - Too  Cold URGENT 3/26/12 NNMC-1 2 HVAC
B2B6S2 GENM - Repair Door Handel URGENT 3/26/12 NNMC-1 2 REPAIR
B2B8VG GENM-REPLACE STAINED CEILING TILES. SERVICE 3/30/12 NNMC-1 1 REPAIR
B2B8W6 HVAC-HOT TEMPERATURE URGENT 3/30/12 NNMC-1 2 HVAC
B2BF32 HVAC-ADJUST TEMPERATURE URGENT 4/5/12 NNMC-1 2 HVAC
B2BDR4 PLUM-REPAIR CLOGGED SINK URGENT 4/5/12 NNMC-1 2 PLUMBING
B2BDSG PLUM-REPAIR URINAL URGENT 4/5/12 NNMC-1 2 PLUMBING
B2BJVX HVAC - Too Cold URGENT 4/12/12 NNMC-1 2 HVAC

B2BL53 HVAC - CENTER ELEVATOR MER - BLDG 1, RM 21001 URGENT 4/17/12 NNMC-1 2 HVAC

B2BKLM
HVAC - TOO HOT - BLDG 1, RM 2503, COMPREHENSIVE 
DENTISTRY

URGENT 4/16/12 NNMC-1 2 HVAC

B2BLHB HVAC-ADJUST TEMPERATURE URGENT 4/17/12 NNMC-1 HVAC
B2BKLY HVAC - FILTERS - BLDG 9 - PLENUM ROOM URGENT 4/16/12 NNMC-1 2 HVAC
B2BLBP PLUM-REPAIR RADIATOR LEAK URGENT 4/17/12 NNMC-1 2 PLUMBING
B2BMZZ ELEC-REPAIR CIRCUIT BREAKER URGENT 4/20/12 NNMC-1 1 ELECTRICAL

B2BMMD HVAC- ADJUST TEMPERATURE URGENT 4/20/12 NNMC-1 2 HVAC

B2BMM
M

PLUM-INVESTIGATE LEAK FROM BATHROOM URGENT 4/20/12 NNMC-1 2 PLUMBING

B2BLWY ELEC-POWER OUTAGE URGENT 4/18/12 NNMC-1 2 ELECTRICAL

B2BNCG
PLUM/ELEC - CLOGGED TOILET/BREAKER - BLDG 1, RM 
3103, 3358

URGENT 4/23/12 NNMC-1 2 PLUMBING

B2BPB8
GENM - TRIP HAZARD/TRANSITION STRIP - BLDG 1, 
1697B, 1690

URGENT 4/25/12 NNMC-1 2 REPAIR

B2BTD5 ELEC-POWER OUT URGENT 4/30/12 NNMC-1 2 ELECTRICAL
B2BTK3 HVAC-SECURE HEATING WATER SUPPLY URGENT 4/30/12 NNMC-1 HVAC
B2BT6V GENM-REPAIR DOOR KNOB HANDLE URGENT 4/30/12 NNMC-1 REPAIR
B2BTMT BKLG-REPLACE BURNED OUT BULB LIGHTS SERVICE 5/1/12 NNMC-1 1 ELECTRICAL
B2BVVG HVAC - TOO HOT - BLDG 1, SEVERAL ROOMS URGENT 5/3/12 NNMC-1 2 HVAC
B2BW6T HVAC-REPAIR CONDENSATE RETURN LINE SERVICE 5/3/12 NNMC-1 1 HVAC
B2BW7B GENM-REPLACE WINDOW BLINDS SERVICE 5/3/12 NNMC-1 1 REPAIR
B2BY6J PLUM - CLOGGED TOILET - BLDG 1, RM 11103 URGENT 5/7/12 NNMC-1 2 PLUMBING
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B2C622
PLUM- B-1 ROOM # 19144 INVESTIGATE BAD ODOR 
COMING OUT FROM THE SHOWER DRAIN. POSSIBLE 
SEWAGE BACKUP.

URGENT 5/11/12 NNMC-1 2 PLUMBING

B2C5KT
HVAC-B-1 ROOM # 1620 NO AIR FLOW/PLUM-B-1 
ROOM # 1670 REPAIR/REPLACE CIRCULATION PUMP 
FOR HOT WATER

URGENT 5/10/12 NNMC-1 2 HVAC

B2C6VX
ELEC-B-9A ROOM # REPAIR EMERGENCY ROOM 
EXTERIOR ENTRANCE SIGN.

SERVICE 5/14/12 NNMC-1 2 ELECTRICAL

B2C53Y PLUM - CLOGGED TOILET - BLDG 1, RM 1716 URGENT 5/9/12 NNMC-1 1 PLUMBING
B2C553 ELEC - LOSS OF POWER - BLDG 1, RM 9140 URGENT 5/9/12 NNMC-1 2 ELECTRICAL

B2C6VM HVAC-B-1 ROOM # 1670 REPAIR DENTAL AIR PUMP URGENT 5/14/12 NNMC-1 2 HVAC

B2C6VP
ELEC-B-9 ROOM # 0262 - INSTALL ELECTRICAL 
RECEPTACLE

SERVICE 5/14/12 NNMC-1 1 ELECTRICAL

B2C686 ELEC - REPAIR TIMER SERVING PORT HOLE SIGN SERVICE 5/11/12 NNMC-1 1 ELECTRICAL

B2C7M6
PLUM-B-1 ROOM # 4333 - REPAIR/REPLACE COLD 
WATER SHUT OFF VALVE

URGENT 5/15/12 NNMC-1 3 PLUMBING

B2C874 HVAC - HOT AIR - BLDG 1, RMS 1699, 16123 URGENT 5/16/12 NNMC-1 3 HVAC

B2C9J7 PLUM - REPAIR LEAKING URINAL - BLDG 1, RM 4378 URGENT 5/17/12 NNMC-1 3 PLUMBING

B2CF7Y GENM-MOUNT TV TO WALL SERVICE 5/22/12 NNMC-1 4 REPAIR

B2CF6T
PLUM/ELEC - URINAL/LIGHT OUT - BLDG 1, RMS 14101, 
14103

SERVICE 5/22/12 NNMC-1 2 PLUMBING

B2CFDK PLUM - EMCOR SUPPORT - BLDG 1, RM 1670 SERVICE 5/22/12 NNMC-1 2 PLUMBING

B2CFH9 ELEC-B-1 ROOM # 2355 - REPLACE BURNED OUT LIGHT SERVICE 5/23/12 NNMC-1 2 ELECTRICAL

B2CFJH
HVAC- B-1 ROOM # 12136 - NO AIR FLOW, HOT 
TEMPERATURE

URGENT 5/23/12 NNMC-1 2 HVAC

B2CFR3 HVAC - AIR NOT MOVING - BLDG 1, ALL 10120'S URGENT 5/23/12 NNMC-1 3 HVAC

B2CK63
Bldg. 1, Floor 13, Rm. 132. Floor 12, Rooms 125 and 132. 
All rooms currently without A/C.

URGENT 5/29/12 NNMC-1 3 HVAC

B2CK6F Bldg. 1, Penthouse, A/C for elevator isn't working. URGENT 5/29/12 NNMC-1 3 HVAC

B2CK6M
PEST-Bldg. 1, Rm. 1630, Cockroach infestation. Request 
for cockroack traps.

SERVICE 5/29/12 NNMC-1 2 REPAIR

B2CK35
HVAC - TOO HOT IN TOWER - MID 80'S - BLDG 1, ALL 
19TH FLOOR

URGENT 5/29/12 NNMC-1 1 HVAC

B2CKCG
PLUM - TOILETS BROKEN - BLDBLDG 1, RM 2507G 1, RM 
2507

URGENT 5/30/12 NNMC-1 3 PLUMBING

B2CKST PLUM - CLOUDY WATER - BLDG 1, NEAR RM 15103 SERVICE 5/29/12 NNMC-1 2
ENVIRONMENTA

L

B2CK8L HVAC - BLOWING HOT AIR - BLDG 1, ALL 12TH FLOOR URGENT 5/29/12 NNMC-1 3 HVAC

B2CK5G HVAC - CAN'T TURN OFF HEAT - BLDG 1, RM 11126 URGENT 5/29/12 NNMC-1 3
B2CK8N RPR HVAC SYSTEM SERVING B-1 5TH FL URGENT 5/29/12 NNMC-1 3 HVAC
B2CKNH PLUM - LEAKING PIPE - BLDG 1, RM 3554 SERVICE 5/29/12 NNMC-1 2 PLUMBING

B2CKK9
HVAC-Tower, 17th floor, Rm. 152. Unit to the left in 
room is not working. Room is very hot.

URGENT 5/30/12 NNMC-1 3 HVAC

B2CMJV
BKLG-Bldg. 1, Front desk area. Lights are out and need to 
be replaced.

URGENT 6/5/12 NNMC-1 1 ELECTRICAL

B2CP3J
HVAC-B-1 ROOM # 1670 MER - REPAIR LOW PRESSURE 
STEAM LEAK.

URGENT 6/7/12 NNMC-1 3 HVAC
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B2CN6F
LOCK - CHECK DOORKNOB AND DOOR PINS - BLDG 1, RM 
7158

SERVICE 6/6/12 NNMC-1 2 LOCKS

B2CRNW HVAC-Bldg. 1, Rm. 1414, Barber Shop. A/C is broken. SERVICE 6/11/12 NNMC-1 2 HVAC

B2CRP4 Bldg. 1, Rm. 2415. No airflow to room. URGENT 6/11/12 NNMC-1 3 HVAC
B2CNY4 GENM B-1 ROOM # 1603 REPAIR BROKEN DOOR. SERVICE 6/7/12 NNMC-1 2 REPAIR
B2CLT5 PLUM-B-1 ROOM # 4425 -POSSIBLE CEILING LEAK SERVICE 6/4/12 NNMC-1 3 PLUMBING
B2CRD9 BKLG - LIGHT OUT - 1/2 DARK - BLDG 1, RM 14103 SERVICE 6/8/12 NNMC-1 2 ELECTRICAL
B2CSTV HVAC - TOO HOT - BLDG 1, RM 18130 SERVICE 6/12/12 NNMC-1 2 HVAC

B2CTBV
HVAC-Bldg. 1, Rm. 17110. Room is too warm, A/C is not 
workkin.g

URGENT 6/13/12 NNMC-1 3 HVAC

B2CTBX
PLUM-Bldg. 1, Rm. 14103. Urinal in men's restroom will 
not flush.

URGENT 6/13/12 NNMC-1 3 PLUMBING

B2CT3M
HVAC/GENM - WET CARPET - BLDG 1, BETWEEN 
15144/15145

URGENT 6/13/12 NNMC-1 3 HVAC

B2CXCN Lock- NPDS SERVICE 6/19/12 NNMC-1 4 LOCKS
B2CXC5 GENM - RECAULK SHOWER - BLDG 1, RM 14103 SERVICE 6/19/12 NNMC-1 2 PLUMBING

B2CXBH
PLUM - CLOGGED SINK / WATER FOUNTAIN - BLDG 1, 
9133

SERVICE 6/19/12 NNMC-1 2 PLUMBING

B2CX8P PLUM - LEAKING TOILET @ FLUSHER - BLDG 1, RM 17103 SERVICE 6/19/12 NNMC-1 2 PLUMBING

B2CWK6 BKLG - 2 FLUORECENT LIGHTS OUT - BLDG 1, RM 1711 SERVICE 6/18/12 NNMC-1 2 ELECTRICAL

B2D4G4
PLUM-Bldg. 1, Rm. 4425A. Profuse ceiling leak; has now 
stopped but starts back up, periodically. Please 
investigate and replaced damaged ceiling tiles

URGENT 6/25/12 NNMC-1 3 PLUMBING

B2D4PL
GENM-Bldg. 1, Rm. 2410. Needs vertical blinds installed 
on one window and horizontal blinds on another.

SERVICE 6/25/12 NNMC-1 2 REPAIR

B2D545
ELEC-B-1 ROOM # SOUTH WING 4318,4334 - RESTORE 
PROPER OPERATION OF COMMON AREA LIGHTS.

URGENT 6/26/12 NNMC-1 3 ELECTRICAL

B2D557
LOCK/HVAC B-1 ROOM # 13132 -REPAIR LOCK B-1 
ROOM # 14122 REPAIR AC NOT WORKING.

URGENT 6/26/12 NNMC-1 3 HVAC

B2D54D HVAC-B-1 ROOM # 1620 - HOT TEMPERATURE URGENT 6/26/12 NNMC-1 3 HVAC

B2D4RZ
HVAC/GENM B-1 ROOM # 2910 - REPAIR AC/REMOVE 
TV

URGENT 6/25/12 NNMC-1 3 HVAC

B2D43Y
HVAC - TOO HOT - BLDG 1, RMS 1697, 14121, 14122, 
14123

URGENT 6/22/12 NNMC-1 3 HVAC

B2D446
PTNG - PATCH & PAINT - BLDG 1, HALLWAY OUTSIDE 
7158

SERVICE 6/22/12 NNMC-1 2 FCA_PAINT

B2D4Y7
GENM-B-1 ROOM # 13132 - REPAIR DOOR NO LOCKING 
PROPER LY.

URGENT 6/25/12 NNMC-1 3 REPAIR

B2D579
PEST-Bldg. 1, 2nd Floor, Perio Dept., Rm. 2548. Ant 
infestation.

URGENT 6/26/12 NNMC-1 3 PEST CONTROL

B2D43V GENM-REPAIR INOPERABLE RIXON DOOR CLOSURE SERVICE 6/22/12 NNMC-1 4 REPAIR

B2D443
HVAC-REPAIR/REPLACE INOPERABLE VAV AIR FLOW 
CONTROLLER

URGENT 6/22/12 NNMC-1 3 HVAC

B2D4KZ
GENM/PLUM-B-1 ROOM # 1670 REPAIR LEAK/REPLACE 
DOOR KNOB.

URGENT 6/25/12 NNMC-1 3 PLUMBING

B2D4MT PLUM-B-1 ROOM # 2565 - WATER LEAK. URGENT 6/25/12 NNMC-1 3 PLUMBING
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B2DZNY
PLUM-B-1 ROOM # 7TH FLOOR HALLWAY NEAR LEGAL 
OFFICE - REPAIR WATER FOUNTAIN.

SERVICE 6/28/12 NNMC-1 2 PLUMBING

B2FB9T HVAC - NO AC - BLOWING HOT AIR - BLDG 1, RM 14124 URGENT 6/29/12 NNMC-1 3 HVAC

B2F96R ELEC-B-1 ROOM # 2546 - REPAIR ELECTRICAL OUTLET SERVICE 6/29/12 NNMC-1 2 ELECTRICAL

B2F83F
HVAC - NO AC - TOO HOT - CLASSROOMS - BLDG 1, RM 
1717, 1719

URGENT 6/28/12 NNMC-1 3 HVAC

B2DZMS
VARIOUS TASKS-Bldg. 1, Rm. 2409. Complete paint job 
for room and various other tasks as described in details.

SERVICE 6/28/12 NNMC-1 2 FCA_PAINT

B2FVJ8
PLUM-B-1 ROOM # 18143 - REPAIR CEILING 
LEAK/REPLACE CEILING TILES.

URGENT 7/10/12 NNMC-1 3 PLUMBING

B2FVHW HVAC - WAY TOO HOT - BLDG 1, RM 1716 URGENT 7/10/12 NNMC-1 3 HVAC

B2FT58
HVAC-Bldg. 1, Rm. 5162 (inside rm. 5156). A/C not 
working.

URGENT 7/9/12 NNMC-1 3 HVAC

B2FT7K
GENM-Bldg. 1, Door on Westwide Wing of building. 
Needs screen installed on bottom to keep out air and 
bugs.

SERVICE 7/9/12 NNMC-1 2 REPAIR

B2FVG2
HVAC-B-1 ROOM # 4426 - CONNECT AIR COMPRESSOR 
TO MACHINE.

SERVICE 7/10/12 NNMC-1 2 HVAC

B2FSY9
PLUM- B-1 ROOM # WHOLE 3RD FLOOR - NO HOT 
WATER.

URGENT 7/9/12 NNMC-1 1 PLUMBING

B2FVGP B-1 ROOM # 1716- NO AIR FLOW URGENT 7/10/12 NNMC-1 3 HVAC
B2FV7N HVAC - B-1 ROOM # 8120 - NO AIR FLOW URGENT 7/10/12 NNMC-1 3 HVAC
B2FTVP HVAC-Bldg. 1, Rm. 5160. Hot network closet. SERVICE 7/9/12 NNMC-1 2 HVAC

B2FYWR
B-1 ROOM # 1714- NO AIR FLOW, B-1 ROOM # WHOLE 
17TH FLOOR  - NO COLD WATER

URGENT 7/16/12 NNMC-1 3 HVAC

B2FYVF
BKLG-Bldg. 1, Rm. 2441. Halogen lightbulb is out and 
needs to be replaced. Very low visibility is preventing 
customer from working.

URGENT 7/16/12 NNMC-1 3 REPAIR

B2GJWN
PLUM - NO COLD WATER IN SHOWER - BLDG 1, RMS 
17102, 3RD FLOOR LOCKER ROOMS

URGENT 7/20/12 NNMC-1 3 PLUMBING

B2GK24 ELEC - ALARM SOUNDING - BLDG 1, RM 5156 URGENT 7/20/12 NNMC-1 3 ELECTRICAL

B2GJTC
Handyman - Bldg. 1, 19th Floor, Rm. 19107. Hangup 
bulletin board.

SERVICE 7/19/12 NNMC-1 2 REPAIR

B2GK58 GENM-B-1 ROOM # 9135 - PATCH AND PAINT WALL SERVICE 7/20/12 NNMC-1 2 REPAIR

B2GK6N ELEC-B-1 ROOM # EAST MOAT - REPAIR GENERATOR SERVICE 7/20/12 NNMC-1 2 ELECTRICAL

B2GM87
GENM/PTNG - WINDOW BLINDS / PAINT HALLWAY - 
BLDG 1, RM 18130 / 11154

SERVICE 7/25/12 NNMC-1 2 FCA_PAINT

B2GKRP
GENMB-1 ROOM # RECEPTION AREA CLOSE TO ROOM 
2501 - PAINT RECEPTION DESK PART OF THE HOSPITAL

SERVICE 7/23/12 NNMC-1 FCA_PAINT

B2GN3R Lock- NPDS Admin URGENT 7/27/12 NNMC-1 3 LOCKS

B2GNBR
PLUM - CLOGGED SINK IN AREA FREQUENTED BY PRESS - 
HALLWAY - BLDG 1, NEAR 11132

URGENT 7/27/12 NNMC-1 3 PLUMBING

B2GXNC
HVAC-B-1 ROOM # 3559 - EXHAUST VENTILATION NOT 
FUNCTIONING PROPERLY.

URGENT 8/2/12 NNMC-1 3 HVAC

B2GXS7 PLUM-B-1 ROOM # 4378 - URINAL LEAK URGENT 8/2/12 NNMC-1 3 PLUMBING

B2H56Y GENM-NEED A AUTO CLOSURE ALARM MAGNET SERVICE 8/6/12 NNMC-1 4 FIRE EQUIPMENT
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B2H5XS
PLUM - Corrective action concerning the Domestic Cold 
Water System - BLDG 1, 12TH THRU 18TH FLOORS

URGENT 8/7/12 NNMC-1 3 PLUMBING

B2H65Z PLUM - CEILING LEAK - BLDG 1, RM 18143 URGENT 8/8/12 NNMC-1 3 PLUMBING
B2H6K2 HVAC-B-1 ROOM # 1603 - HOT TEMPERATURE SERVICE 8/9/12 NNMC-1 2 HVAC

B2H6KK
HVAC-B-1 ROOM # 2414 - NO AIR COMING OUT FROM 
THE VENT.

URGENT 8/9/12 NNMC-1 3 HVAC

B2HP66
PLUM - LEAKING SINK / NO COLD WATER - BLDG 1, RMS 
1628 A & B

URGENT 8/16/12 NNMC-1 3 PLUMBING

B2HP8P
HVAC - TOO COLD - VENTS BLOWING COLD AIR - BLDG 1, 
RM 4425

URGENT 8/16/12 NNMC-1 2 HVAC

B2HPLN
ELEC - REPAIR/REPLACE MOTION DETECTOR LIGHT - 
BLDG 1, RM 17133

SERVICE 8/17/12 NNMC-1 2 ELECTRICAL

B2HPNR ELEC-B-1 ROOM # 3313 - REPLACE BURNED OUT LIGHT SERVICE 8/17/12 NNMC-1 ELECTRICAL

B2HPNS
GENM-B-1 ROOM # 3313 - REMOVE MILDEW FROM THE 
CEILING AND WALLS.

SERVICE 8/17/12 NNMC-1 REPAIR

B2JLMP LIGHTS OUT - 8 TO 10 FLUORECENTS - BLDG 1, RM 6135 SERVICE 8/30/12 NNMC-1 2 ELECTRICAL

B2JLSF GENM-COLD WATER HANDLE BROKEN. SERVICE 8/31/12 NNMC-1 3 REPAIR

B2JRG2
PLUM - FAUCET IN MENS RESTROOM NEEDS TO BE 
TIGHTENED - BLDG 1, 14TH FLOOR MENS ROOM (ONLY)

SERVICE 9/6/12 NNMC-1 2 PLUMBING

B2JRH8 PLUM-B-1 ROOM # 3492 - SINK LEAK SERVICE 9/6/12 NNMC-1 2 PLUMBING
B2JRHH PLUM-B-1 ROOM # 4378 - REPAIR URINAL LEAK URGENT 5/16/12 NNMC-1 3 PLUMBING
B2JRKC PLUM-B-1 ROOM # 18143 - CEILING LEAK. SERVICE 9/6/12 NNMC-1 2 PLUMBING

B2JR83
PLUM-B-1 ROOM # 19105 AND 19106- NO WATER ON 
TOILET

URGENT 9/5/12 NNMC-1 3 PLUMBING

B2JR8W
ELEC-B-1 ROOM # 3301 AND 6135 - REPLACE BURNED 
OUT LIGHTS

SERVICE 9/5/12 NNMC-1 2 ELECTRICAL

B2JPJG PLUM-SINK LEAKING URGENT 9/4/12 NNMC-1 3 PLUMBING
B2K2BN BKCT/GRIDS/GENM/HVAC - BLDG 1 SERVICE 9/24/12 NNMC-1 2 REPAIR

B2JZS3
HVAC/PTNG - BROKEN THERMOSTAT /  PATCH & PAINT - 
BLDG 1, RM 2532, 2542 & 2543

SERVICE 9/21/12 NNMC-1 2 FCA_PAINT

B2JZVZ PLUM - NO WATER FLOW IN SINK - BLDG 1, RM 2582 URGENT 9/21/12 NNMC-1 3 PLUMBING

B2JZW6 PTNG - PATCH & PAINT - BLDG 1, RM 16152 SERVICE 9/21/12 NNMC-1 2 FCA_PAINT
B2K326 PTNG / ELEC - BLDG 1, RMS 14156 & 14154 SERVICE 9/25/12 NNMC-1 2 FCA_PAINT
B2KFCF COLD CALL BLDG 1 RM 4410 URGENT 10/9/12 NNMC-1 1
B2KFBB COLD CALL- B-1, 19TH FLOOR- RM-19144 SERVICE 10/9/12 NNMC-1 2 HVAC

B2KBHN
SOOT BUILD UP IN VENTS - CLEAN DUCTS - BLDG 1, 
FLOORS 11 & 13

SERVICE 10/4/12 NNMC-1 2 HVAC

B2KB5N
COLD CALL BLDG 1 ROOMS: 11151, 11154, 11121, AND 
PAO OFFICE

URGENT 10/4/12 NNMC-1 1

B2KB4Y DOOR WON'T LOCK - BLDG 1, RM 4601 SERVICE 10/4/12 NNMC-1 2 LOCKS

B2KBHX
Light lens broken - BLDG 1, hallway outside room 
#13136

SERVICE 10/4/12 NNMC-1 2 LABOR

B2KH47
PLUM - TOILET CONTINUOUSLY FLUSHING - BLDG 1, RM 
14101

URGENT 10/9/12 NNMC-1 3 PLUMBING

B2KJVC Door handle, B-1, RM-17125 SERVICE 10/12/12 NNMC-1 2 REPAIR
B2KJRN NO WATER ON THE ENTIRE FLOOR, NNMC-1 URGENT 10/9/12 NNMC-1 3 PLUMBING

B2KTZ6 STAIRWELLS/CEILING TILES - BLDG 1, 9109, 5213, 1698 SERVICE 10/17/12 NNMC-1 2 FCA_PAINT
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B2LNF6
PLUM  - HANDLES STICK ON 2 URINALS - BLDG 1, RM 
5173

URGENT 10/25/12 NNMC-1 3 PLUMBING

B2LPR6 Lights out, B-1, RM-3492 SERVICE 10/26/12 NNMC-1 2 ELECTRICAL
B2LPRG Hot Call, B-1, RM-2432 SERVICE 10/26/12 NNMC-1 2 HVAC
B2LHN5 LIGHTS REPLACE B-1 RM-14136 SERVICE 10/24/12 NNMC-1 1

B2LHNC
BKLG - LIGHTS NEED REPLACE B-1 RM-13TH FLR HALLWY 
NEXT TO RM 132

SERVICE 10/24/12 NNMC-1 1

B2LPTJ CLEAR DRAINS - NORTH END OF BLDG 1 URGENT 10/26/12 NNMC-1 3 FCA_ROOF

B2LKH6
BKLG - LIGHTS OUT - BLDG 1, RM 10126, 10150 
CORRIDOR

SERVICE 10/24/12 NNMC-1 2 ELECTRICAL

B2LLXG HOT CALL, B-1, RM-1633 SERVICE 10/25/12 NNMC-1 2 HVAC
B2LLYD No Gas, B-1, RMS-3542, 3543, 3544, 3545, 3547 URGENT 10/25/12 NNMC-1 3 HVAC
B2LT35 Broken Pressure Gauge B-1 Rm-1769 SERVICE 10/31/12 NNMC-1 1
B2LT2B Ceiling Tiles, B-1, RM-1690 URGENT 10/31/12 NNMC-1 3 PLUMBING
B2LT2P Cold Call, B-1, RMS- 14124, 15123, 15123A, 19144 SERVICE 10/31/12 NNMC-1 2 HVAC

B2LT4P Patch and Paint, B-1, Oral Surgery Clinic waiting room SERVICE 10/31/12 NNMC-1 2 FCA_PAINT

B2LT2F CEILING LEAK - 3 TILES BULGING - BLDG 1, RM 4397 URGENT 10/31/12 NNMC-1 3 PLUMBING
B2LT5D POWER OUT - BLDG 1, RM 9141 URGENT 10/31/12 NNMC-1 3 ELECTRICAL

B2LT6P
REPLACE 5 RUSTED AIR GRIDS - BLDG 1, 2534, 2535, 
2536, 2537, 2538

SERVICE 10/31/12 NNMC-1 2 HVAC

B2LST8 Ceiling tile, B-1, RM-1630 Library SERVICE 10/31/12 NNMC-1 2 PLUMBING

B2LT5N
B-1 MULTIPLE ISSUES RMS-3542, 3543, 3511, 3540, & 
3516

SERVICE 10/31/12 NNMC-1 1

B2LTF7 POWER OUTAGE - BLDG 1, RM 17132 URGENT 10/31/12 NNMC-1 3 ELECTRICAL
B2LTJL LEAKING WINDOWS - BLDG 1, RM 3514 SERVICE 10/31/12 NNMC-1 2 REPAIR
B2LWVS Outlets, B-1, RMs- 10126, 10127 SERVICE 11/5/12 NNMC-1 1 ELECTRICAL
B2LTPW COLD CALL - BLDG 1, RM 12155, ALL 12TH FLOOR SERVICE 11/1/12 NNMC-1 2 HVAC

B2LWTK
WALLS NEED PAINT IN WHOLE CLINIC B-1 RM-ORAL 
SURGERY CLINIC

SERVICE 11/5/12 NNMC-1 1 REPAIR

B2LWTN WET CEILING TILE B-1 RM-2485 URGENT 11/5/12 NNMC-1 1 REPAIR
B2LXML NO POWER, B-1, RM-19144 SERVICE 11/5/12 NNMC-1 2 ELECTRICAL
B2LXMX Door, B-1, RM 2592 URGENT 11/5/12 NNMC-1 3 REPAIR
B2LXGH NEEDS PAINT IN STAFF LOUNGE B-1 RM-3304 SERVICE 11/5/12 NNMC-1 1 REPAIR
B2LXY5 HOT CALL - BLDG 1, RM 2455 SERVICE 11/6/12 NNMC-1 2 HVAC

B2LXZ2
ELEC - POWER OUTAGE - BLDG 1, RMS 1694, 1692, 
16132

URGENT 11/6/12 NNMC-1 3 ELECTRICAL

B2LXK8 TOILET CONTINUOUSLY FLUSHING B-1 RM-1628A URGENT 11/5/12 NNMC-1 1 PLUMBING
B2M39F PAINT B-1 RM-15132 & COLD RM-1716 SERVICE 11/8/12 NNMC-1 1

B2M3TH
Cold Call, B-1, RMs- 9152, 15123, 15126, 17132, 17125, 
17124

SERVICE 11/9/12 NNMC-1 2 HVAC

B2M47X
SINK LEAKING WITH PUDDLE B-1 RM-2418 * 2537 & 
17132

URGENT 11/13/12 NNMC-1 1 PLUMBING

B2M4XZ
PLUM - CHANGE WATER FOUNTAIN FILTERS - BLDG 2, 
Rooms 1167, 1409, 2302, and 4011A

SERVICE 11/14/12 NNMC-1 2 PLUMBING

B2M474 Hot Call, B-1, RM-2438A SERVICE 11/13/12 NNMC-1 2 HVAC

B2M4R2
PLUM - CHANGE WATER FOUNTAIN FILTERS - BLDG 
1,7th, 8th, 9th, and 19th floors

SERVICE 11/14/12 NNMC-1 2 PLUMBING

B2M4PM VALVE LEAK B-1 RM-4413 MECH ROOM URGENT 11/14/12 NNMC-1 1
B2M4D6 BROKEN BLINDS B-1 RM-2437 SERVICE 11/13/12 NNMC-1 1 REPAIR

B2M54S
REPAIR CEILING LEAK - BLDG 1, RM 1716 / COLD CALL, 
RM 16136

SERVICE 11/14/12 NNMC-1 2 STRUCTURAL

B2MNZZ Locks- NPDS SERVICE 11/16/12 NNMC-1 4 LOCKS
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B2MP8K Hot Call, B-1, RM-3498 SERVICE 11/19/12 NNMC-1 2 HVAC
B2MP3R SInk, B-1, RM-9103 SERVICE 11/19/12 NNMC-1 2 PLUMBING

B2MPPW
TOILET CLOGGED B-1 RM- ONLY MENS ROOM ON 13TH 
FLOOR

URGENT 11/20/12 NNMC-1 1 PLUMBING

B2MPK6 Water running, B-1, RM-3376 URGENT 11/19/12 NNMC-1 3 PLUMBING
B2MPHD SINK LEAKING B-1 RM-2404 SERVICE 11/19/12 NNMC-1 1 PLUMBING
B2MPKX ROOM NEEDS PAINT B-1 RM-15145 SERVICE 11/19/12 NNMC-1 1 REPAIR

B2MTFZ
Ceiling tile replacement  - BLDG 1, located in the 
following rooms, 17132, 17135, 17141 & 17133 too 
include the hallway outside room 17133.

SERVICE 11/27/12 NNMC-1 2 LABOR

B2MSR8 Locks- NPDS Admin SERVICE 11/26/12 NNMC-1 4 LOCKS

B2MVKZ
AIR VALVE NEEDS TO BE REPLACED, & CLOGGED SINK B-
1 RM-2571 ORAL SURGERY

URGENT 11/28/12 NNMC-1 1

B2MT3B Patch & Paint, B-1, RM17124 7Th Floor SERVICE 11/27/12 NNMC-1 2 FCA_PAINT

B2MT5G
COLD CALL - VENTS BLOWING COLD AIR - BLDG 1, RM 
11123

SERVICE 11/27/12 NNMC-1 2 HVAC

B2MSRM Outlet, B-1, RM-7120 7th floor SERVICE 11/26/12 NNMC-1 2 ELECTRICAL
B2MT9F Faucet, B-1, RM-2465 SERVICE 11/27/12 NNMC-1 2 PLUMBING
B2N59C POWER OUT B-1 RM-1712 BASEMENT SERVICE 11/30/12 NNMC-1 1 ELECTRICAL

B2N2XN
PATCH & PAINT - BLDG 1,  RM 13151, 13154 / COLD 
CALL - RM 17132 / 2 CEILING FIXTURES NOT WORKING - 
RM 14132

SERVICE 11/29/12 NNMC-1 2 FCA_PAINT

B2N4YG
REPLACE ELECTRIC OUTLET - WATER DAMAGE - BLDG 1, 
RM 2554

SERVICE 11/29/12 NNMC-1 2 ELECTRICAL

B2N85S
Ventalation, B-1, RM-2581, 2579, 2583, 2584, 2588, 
3559

SERVICE 12/4/12 NNMC-1 2 HVAC

B2N83B AC Leak, B-1, RM-17110 Server Room URGENT 12/4/12 NNMC-1 3 HVAC
B2N869 PAINT & PATCH - BLDG 1, HALLWAY NEAR 17121 SERVICE 12/4/12 NNMC-1 2 FCA_PAINT
B2N7PV Pipe, B-1, 2nd floor, RM-2458 URGENT 12/3/12 NNMC-1 3 PLUMBING

B2N8JB
ACTUATOR FOR HOT WATER IS BROKEN B-1 RM-15156, 
16124, 13125

SERVICE 12/5/12 NNMC-1 1 PLUMBING

B2N8JG PNEUMATIC VALVE REPLACE B-1 RM-12144 SERVICE 12/5/12 NNMC-1 1 REPAIR
B2N946 BKLG - FLOURECENT LIGHT OUT  - BLDG 1, RM 3515 SERVICE 12/6/12 NNMC-1 2 ELECTRICAL
B2N8ZT Sink, B-1, RM-4419 3d Medical applications URGENT 12/6/12 NNMC-1 3 PLUMBING

B2N76R ACTIVE CEILING LEAK - ON PRINTER - BLDG 1, RM 2429 URGENT 12/3/12 NNMC-1 3

B2NGJV Ceiling, B-1, RMs-1620, 1631, 1633, 1635 URGENT 12/7/12 NNMC-1 2 PLUMBING

B2NGK7
BKLG - REPLACE 3 FLOURECENT LIGHT BULBS - BLDG 1, 
RM 4384

SERVICE 12/7/12 NNMC-1 2 ELECTRICAL

B2NGXW
Patch & Paint, B-1, RMs- 2546,2547, 2547, 2548, 2549, 
2550, 2551, 2552, 2553, 2554, 2555, 2556, 2557

SERVICE 12/10/12 NNMC-1 1 FCA_PAINT

B2NJJ6 HOT CALL- BLDG 1, Rooms, 2583, 2584, 2588 and 2579. URGENT 12/12/12 NNMC-1 3 HVAC

B2NHN8
Ceiling Leak, B-1, RMs- 2428, 2430B, and hallway near 
2428

URGENT 12/11/12 NNMC-1 3 PLUMBING

B2NHHB Self Help- Board, B-1, RM-16152 SERVICE 12/10/12 NNMC-1 2
B2NHFG COLD CALL, BLDG 1, RM-1716 SERVICE 12/10/12 NNMC-1 1 HVAC
B2NH98 Cold Call- BLDG 1,  RM 17132 URGENT 12/10/12 NNMC-1 2
B2NKJ3 Restore lights, B-1, 1ST - 4TH Floor SERVICE 12/14/12 NNMC-1 2
B2NLTW Steam Supply Gauge Broken B-1 6th floor rm-6116 SERVICE 12/17/12 NNMC-1 1 PLUMBING
B2NRBW POWER OUTAGE,NNMC-1, URGENT 12/19/12 NNMC-1 3 ELECTRICAL
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B2NRG5
Support needed to secure chilled water supply, chilled 
water return, hot water supply, hot water return and 
mps risers. Bldg 1, 5th flr

URGENT 12/20/12 NNMC-1 3 PLUMBING

B2NRG7
Support needed to secure and drain domestic water 
risers. Bldg 1, 5th flr

URGENT 12/20/12 NNMC-1 3 PLUMBING

B2NRD8 PAINT B-1 RM-11154 SERVICE 12/20/12 NNMC-1 1 FCA_PAINT

B2NRMF
Lights / Ceiling Tile, B-1, RM-16132 6th floor & 17107 
7th Floor

SERVICE 12/21/12 NNMC-1 2 ELECTRICAL

B2NRNZ Door, B-1, RM-1697 Naval Medical Commands office URGENT 12/21/12 NNMC-1 3 REPAIR

B2NRL6 Ceiling Leak, B-1, in front of RM-1626 URGENT 12/21/12 NNMC-1 3 PLUMBING
B2NRK7 Ceiling Leak, B-1, in front of RM-4384 URGENT 12/21/12 NNMC-1 3 PLUMBING
B2NRSV CLOGGED TOILET - BLDG 1, RM 15101 SERVICE 12/21/12 NNMC-1 2 PLUMBING

B2NS5J CEILING LEAK- FLOOR FLOODING,NNMC-1,HALLWAY URGENT 12/21/12 NNMC-1 3 PLUMBING

B2NS8K Ceiling Leak, B-1, 4th floor, Dental School URGENT 12/26/12 NNMC-1 3 PLUMBING
B2NSHM Handyman,Lock, B-1, RM-2441 SERVICE 12/27/12 NNMC-1 2 LABOR

B2NSP2 HOT NETWORK CLOSET,NNMC-1, 12th floor COVE 12 SERVICE 12/26/12 NNMC-1 2 HVAC

B2NSR2 WATER LEAK, NNMC-1,HALLWAY 4th floor URGENT 12/26/12 NNMC-1 3 PLUMBING
B26G7B HVAC- TOO HOT URGENT 1/9/12 NNMC-1 2 HVAC
B263GB HVAC - TOO COLD - BLDG 1, RM 2432A URGENT 1/3/12 NNMC-1 2 HVAC
B263GJ DOOR AND LIGHTS B1 SERVICE 1/3/12 NNMC-1 1 REPAIR
B2636K RPR SOURCE OF CEILING LEAK B1 URGENT 1/3/12 NNMC-1 2 REPAIR
B265YN ENTO- ROACHES SERVICE 1/6/12 NNMC-1 1 PEST CONTROL
B264XS BKLG- REPLACE LIGHT BULBS B1 SERVICE 1/5/12 NNMC-1 1 ELECTRICAL
B265B5 LOCK - DOOR WON'T LOCK - BLDG 1, RM 8121 URGENT 1/5/12 NNMC-1 2 LOCKS
B26H54 PLUM - CLOGGED SINK - BLDG 1, RM 5198 URGENT 1/10/12 NNMC-1 2 PLUMBING
B26GPX ELEC - LIGHTS OUT - BLDG 1, NEAR 2514 SERVICE 1/10/12 NNMC-1 1 ELECTRICAL
B26GW6 HVAC - TOO HOT - BLDG 1, FROM 1620 TO 1630 URGENT 1/10/12 NNMC-1 2 HVAC
B26GXH GENM - LIGHTS ARE DIM URGENT 1/6/12 NNMC-1 2 ELECTRICAL
B278BS GENM - Repair Hole in Wall SERVICE 1/12/12 NNMC-1 1 REPAIR
B27889 HVAC - Too Hot URGENT 1/12/12 NNMC-1 2 HVAC
B278ZD ELEC-  FLUORESCENT LIGHTS OUT SERVICE 1/13/12 NNMC-1 1 ELECTRICAL

B278GJ
PLUM - SPRINKLER PIPE LEAKING - BLDG 1, NEAR RM 
3489

URGENT 1/12/12 NNMC-1 2 PLUMBING

B27BS7 ELEC - LIGHT SWITCH - BLDG 1, RM 2569 URGENT 1/18/12 NNMC-1 2 ELECTRICAL
B27BSP BKLG - LIGHTS OUT SERVICE 1/18/12 NNMC-1 1 ELECTRICAL
B27BXG BKCT-CEILING TILES- BLDG 1, RM 2569 SERVICE 1/18/12 NNMC-1 1 LABOR
B27BFF GENM - Roof Leak URGENT 1/17/12 NNMC-1 2 REPAIR
B27BXW HVAC- HEATER TURNED ON URGENT 1/18/12 NNMC-1 2 HVAC
B27C5K HVAC- AHU/TOO HOT URGENT 1/18/12 NNMC-1 2 HVAC
B27BV7 BKCT- CEILING TILES SERVICE 1/18/12 NNMC-1 1 REPAIR
B27FDX BKCT- CEILING TILES B1 SERVICE 1/19/12 NNMC-1 1 REPAIR
B27FFT BKLG- BLOWN LIGHT BULBS B1 SERVICE 1/19/12 NNMC-1 1 ELECTRICAL
B27FJR WINDOW BLINDS REPLACEMENT B1 SERVICE 1/19/12 NNMC-1 1 REPAIR
B27FNY HVAC- HEATER TURNED UP/ON B1 URGENT 1/19/12 NNMC-1 2 HVAC
B27GVP BKCT- MOLDY CEILING TILE SERVICE 1/20/12 NNMC-1 1 REPAIR
B27FZS RPR BATHROOMS 1ST TO 3RD FL URGENT 1/20/12 NNMC-1 2 REPAIR
B27G2M BKLG- LIGHTS OUT B1 SERVICE 1/20/12 NNMC-1 1 ELECTRICAL
B27H9L RPR DOM WTR HEATER B1 URGENT 1/23/12 NNMC-1 2 REPAIR
B27HBD RESTORE HEAT TO ADMIRALS OFFICE URGENT 1/23/12 NNMC-1 2 HVAC
B27MYR GENM - Replace Fire Rated Door/Latch SERVICE 1/29/12 NNMC-1 1 REPAIR
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B27MYT GENM - Provide/Replace Missing Self-closer, Latch/Gap SERVICE 1/29/12 NNMC-1 1 REPAIR

B27MYS GENM - Provide/Replace Missing Self-closer, Latch SERVICE 1/29/12 NNMC-1 1 REPAIR

B27NRG PLUM - BACKFLOW PREVENTER - BLDG 1, RM 1670, MER SERVICE 1/30/12 NNMC-1 1 PLUMBING

B27PY6 PLUM - Toilet Leak URGENT 1/31/12 NNMC-1 2 PLUMBING
B27R2Z PLUM - Sink clogged URGENT 1/31/12 NNMC-1 2 PLUMBING
B27R3H ELEC - Light Out URGENT 1/31/12 NNMC-1 2 ELECTRICAL
B27Y3D ELEC - FACE PLATE - BLDG 1, RM 3539 URGENT 2/6/12 NNMC-1 2 ELECTRICAL
B27WFZ ELEC - ELECTRIC BOXES - BLDG 1, RMS 7120, 13125 SERVICE 2/1/12 NNMC-1 1 ELECTRICAL
B27WGZ PLUM - blowing steam - BLDG 1, 6TH FLR MER SERVICE 2/1/12 NNMC-1 1 PLUMBING
B27WJ2 HVAC - vent blowing cold air - BLDG 1, RM 11151 SERVICE 2/1/12 NNMC-1 1 HVAC

B27WJC GENM - light lens missing - BLDG 1, hallway by #9120. SERVICE 2/1/12 NNMC-1 1 REPAIR

B27WJG BKLG-LIGHTS OUT-2ND, 6TH, 11TH FLRS SERVICE 2/1/12 NNMC-1 1 ELECTRICAL
B28476 BKLG- LIGHT OUT - BLDG 1, NEAR 3498 SERVICE 2/9/12 NNMC-1 1 ELECTRICAL
B27YT5 PLUM - Sink Draing Slowly URGENT 2/7/12 NNMC-1 2 PLUMBING
B288KM PLUM - CLOGGED SINK - BLDG 1, NEAR 6141 URGENT 2/10/12 NNMC-1 2 PLUMBING
B288HB GENM - SHOWER TILES-BLDG 1, RM 2580 SERVICE 2/10/12 NNMC-1 1 LABOR
B2825K GENM- REMOUNT AED'S SERVICE 2/8/12 NNMC-1 1 STRUCTURAL
B28266 GENM- INSTALL MOUNT SERVICE 2/8/12 NNMC-1 1 STRUCTURAL
B288HW ELEC - Light Out - BLDG 1, RM 2578 URGENT 2/10/12 NNMC-1 2 ELECTRICAL
B27YDC LOCKS - Repair Lock URGENT 2/7/12 NNMC-1 2 LOCKS
B27ZGF BKLG - LIGHTS OUT - BLDG 1, RM 6103 SERVICE 2/8/12 NNMC-1 1
B27ZGT BKLG - LIGHTS OUT - BLDG 1, RM 6103 SERVICE 2/8/12 NNMC-1 1 ELECTRICAL
B27ZKB Lock- 050 Navmed PDC SERVICE 2/8/12 NNMC-1 1 STRUCTURAL
B28LRN ELEC - LIGHTS OUT - BLDG 1, RM 2432 SERVICE 2/17/12 NNMC-1 1 ELECTRICAL
B28LY8 PEST-COCKROACHES URGENT 2/17/12 NNMC-1 2 PEST CONTROL
B28LYG PLUM-SLOW DRAINING SINK SERVICE 2/17/12 NNMC-1 1 PLUMBING
B28LSG PLUM-CLOGGED SINK URGENT 2/17/12 NNMC-1 2 PLUMBING
B28LB7 HVAC - Steam Values SERVICE 2/16/12 NNMC-1 1 HVAC
B28LLD GENM-PAINT AND PATCH HALLWAY SERVICE 2/16/12 NNMC-1 1 REPAIR
B28LMM GENM- REPAIR/REPLACE TOILET SEAT SERVICE 2/16/12 NNMC-1 1 REPAIR
B28NHP HVAC - Room Is Too Cold URGENT 2/21/12 NNMC-1 2 HVAC
B28PDM PLUM-FAUCET LEAK SERVICE 2/22/12 NNMC-1 1 PLUMBING
B28NV9 LOCK- 053 TAX ATTORNEY CENTER SERVICE 2/21/12 NNMC-1 1 STRUCTURAL
B293FY LOCK- 058 DEPUTY COM FOR MEDICINE SERVICE 2/27/12 NNMC-1 1 STRUCTURAL
B293HB OUTAGE- HEAT WATER OUTAGE SERVICE 2/27/12 NNMC-1 1 PLUMBING
B2988Z BKLG-REPLACE LIGHTS SERVICE 2/28/12 NNMC-1 1 ELECTRICAL
B2989N HVAC-THERMOSTAT MALFUNCTION URGENT 2/28/12 NNMC-1 2 HVAC
B29NBH HVAC - HEATER LEAK MALFUNCTION URGENT 3/7/12 NNMC-1 2 HVAC
B29RKL HVAC - Correct Deficiancies BLDG 1 (AHU) SERVICE 3/12/12 NNMC-1 2 HVAC

B29TRD HVAC - NO VENTILATION - BLDG 1, 2ND & 3RD FLOORS URGENT 3/13/12 NNMC-1 2 HVAC

B29TYY BKLG-REPLACE LIGHTS SERVICE 3/13/12 NNMC-1 1 FCA_ELEC

B29TN6
HVAC - NO VENTILATION - BLDG 1, 1ST, 2ND & 3RD 
FLOORS

URGENT 3/13/12 NNMC-1 2 HVAC

B29ZLL PLUM - STEAM LEAK - BLDG 1, RM 1670 SERVICE 3/19/12 NNMC-1 1 PLUMBING
B2B26Z ELEC-RELAMP SERVICE 3/20/12 NNMC-1 1 ELECTRICAL
B29ZNV ELEC- REPLACE LIGHTBULB SERVICE 3/20/12 NNMC-1 1 ELECTRICAL
B29ZCS PEST - BUGS - BLDG 1, RM 11126 SERVICE 3/19/12 NNMC-1 1 PEST CONTROL
B2B4LV BKLG-REPLACE BUSTED LIGHTS SERVICE 3/22/12 NNMC-1 1 ELECTRICAL
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B2B4KS HVAC- AIR HANDLER MALFUNCTION URGENT 3/22/12 NNMC-1 2 HVAC
B2B4KY BKLG-REPLACE BUSTED LIGHTS SERVICE 3/22/12 NNMC-1 1 ELECTRICAL
B2B54G GEMN - Repair Door Handle URGENT 3/23/12 NNMC-1 2 REPAIR

B2B4JM
PLUM - PERMIT REQUEST - BLDG 1, 1ST AND 6TH 
FLOORS

SERVICE 3/22/12 NNMC-1 1 LABOR

B2B7RR PLUM-REPAIR/EYEWASH/HANDRAIL/ELEC SERVICE 3/28/12 NNMC-1 1 PLUMBING

B2B7S5
GENM-REPAIR DOOR/CLEAN VENT - BLDG 1, STAIR 13B, 
ROOM 15151

SERVICE 3/28/12 NNMC-1 1 REPAIR

B2B6YF ELEC-REPAIR POWER OUTLET SERVICE 3/27/12 NNMC-1 1
B2B7DZ PLUM- LOW WATER PRESSURE URGENT 3/28/12 NNMC-1 2 PLUMBING
B2B79P LOCK - MER DOOR KNOB - BLDG 1, DOOR 1670 SERVICE 3/27/12 NNMC-1 1 LOCKS
B2B7GP HVAC-REPAIR AC MALFUNCTION URGENT 3/28/12 NNMC-1 2 HVAC
B2B7C8 LOCK- 100 OPMAN/NAVMED PDC SERVICE 3/27/12 NNMC-1 1 STRUCTURAL
B2B7G7 ELEC-RELAMP BURNED OUT LIGHTBULB SERVICE 3/28/12 NNMC-1 2 ELECTRICAL
B2B7GH ELEC-RELAMP BURNED OUT LIGHTBULB URGENT 3/28/12 NNMC-1 2 ELECTRICAL
B2B7PF LOCK-REPAIR BROKEN DOOR LOCK SERVICE 3/28/12 NNMC-1 1 LOCKS
B2B7PN HVAC-REPAIR BROKEN HEATER URGENT 3/28/12 NNMC-1 2 HVAC
B2BB4G BKLG-REPLACE BURNED OUT LIGHTS URGENT 4/2/12 NNMC-1 2
B2BB4H BKLG-REPLACE BURNED OUT LIGHTS SERVICE 4/2/12 NNMC-1 1 ELECTRICAL
B2BB83 GENM-REPAIR/REPLACE MOLDED CARPET SERVICE 4/2/12 NNMC-1 1 REPAIR
B2BB9J PLUM-REPAIR TOILET LEAK SERVICE 4/2/12 NNMC-1 1 PLUMBING
B2BBBV HVAC - Correct Deficiancies BLDG 1 (AHU) SERVICE 4/2/12 NNMC-1 2 HVAC
B2B9YZ GENM-REPAIR KITCHEN COUNTER SERVICE 4/2/12 NNMC-1 1 REPAIR
B2BBRC PLUM - REPLACE STEAM VALVE - BLDG 1, RM 1670 SERVICE 4/3/12 NNMC-1 1 PLUMBING
B2BH6X GENM - REPLACE CARPET - BLDG 1, RM 9133 URGENT 4/9/12 NNMC-1 2 LABOR
B2BB3K ELEC - OUTLETS NOT WORKING - BLDG 1, RM 3547 URGENT 4/2/12 NNMC-1 2 ELECTRICAL
B2BBTR LOCK- 111 NAVMED POC/OPMAN SERVICE 4/3/12 NNMC-1 1 STRUCTURAL
B2BBW7 HVAC - FORCED AIR - BLDG 1, RMS 14122, 13134 URGENT 4/3/12 NNMC-1 2 HVAC

B2BBWH HVAC/ - MISC - BLDG 1, RMS 5195, 6121, 9121, 19142 SERVICE 4/3/12 NNMC-1 1 MISC

B2BK8Y HVAC - CONVECTOR GRILLES - BLDG 1, FLRS 1 THRU 19 SERVICE 4/13/12 NNMC-1 1 HVAC

B2BJFW
HVAC - reconnect traps and restore the heat converter - 
bldg 1, rm 1629

URGENT 4/11/12 NNMC-1 2 HVAC

B2BJD3 HVAC - WATER LEAK FROM HEATER - BLDG 1, RM 2408 URGENT 4/11/12 NNMC-1 2 HVAC

B2BJ95 PLUM - REWORK Radiator Leak URGENT 4/11/12 NNMC-1 2 PLUMBING
B2BHB6 PLUM - SINK ON FLOOR - BLDG 1, RM 1669 URGENT 4/9/12 NNMC-1 2 PLUMBING
B2BL5G HVAC- ADJUST TEMPERATURE URGENT 4/17/12 NNMC-1 2 HVAC
B2BM4D HVAC - AHU 2801A - BLDG 1, RM 4334 URGENT 4/18/12 NNMC-1 2 HVAC
B2BM4N HVAC - TOO HOT - BLDG 1, RMS 7151, 17124 URGENT 4/18/12 NNMC-1 2 HVAC
B2BKYV PLUM-REPAIR CEILING LEAK URGENT 4/17/12 NNMC-1 2 PLUMBING
B2BP9D ELEC-REPAIR LIGHTS IN FRONT OF BLDG 1 SERVICE 4/24/12 NNMC-1 1 ELECTRICAL
B2BPZW GENM-REPAIR TOILET SEAT SERVICE 4/26/12 NNMC-1 1 REPAIR
B2BR8V PLUM-RADIATOR LEAK URGENT 4/26/12 NNMC-1 2 PLUMBING
B2BSWN GENM-REPAIR LEAKS SERVICE 4/27/12 NNMC-1 1 REPAIR
B2BTRT ELEC-CONVERT ELECTRICAL CIRCUITS SERVICE 5/1/12 NNMC-1 1 ELECTRICAL
B2BV5P HVAC- ADJUST TEMPERATURE B-1 ROOM # 3554 URGENT 5/1/12 NNMC-1 2 HVAC
B2BVDS PLUM-URINAL WILL NOT FLUSH SERVICE 5/2/12 NNMC-1 1 PLUMBING
B2BVT3 Lock- 119 Navmed PDC/opman SERVICE 5/2/12 NNMC-1 4 LOCKS

B2BVSG HVAC - TOO HOT ON 16TH FLOOR - BLDG 1, 16TH FLOOR URGENT 5/2/12 NNMC-1 2 HVAC
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B2BXVY
HVAC - THERMOSTAT MAKES HISSING NOISE - BLDG 1, 
RM 7120

SERVICE 5/4/12 NNMC-1 1 HVAC

B2BXLD HVAC - TOO HOT - BLDG 1, RM 1620 URGENT 5/4/12 NNMC-1 2 HVAC

B2BXM5 PLUM - SLOW URINAL DRAINAGE - BLDG 1, RM 14101 URGENT 5/4/12 NNMC-1 2 PLUMBING

B2BXN4 GENM-REPAIR DOOR LOCKS B-1 ROOM # 1670 SERVICE 5/4/12 NNMC-1 1 REPAIR

B2BXNV
HVAC-REPAIR INOPERABLE UPPER LEVEL DOMESTIC HOT 
WATER PUMP B-1 ROOM # 1670

URGENT 5/4/12 NNMC-1 2 HVAC

B2C67X
ELEC-B-1 ROOM # 4423 REPAIR POWER OUTLET 
MALFUNCTION

SERVICE 5/11/12 NNMC-1 1

B2C7DG HVAC-B-1 ROOM # 1620 - HOT TEMPERATURE. URGENT 5/15/12 NNMC-1 3 HVAC

B2C68N
PLUM/ELEC - REPAIR MENS BATHROOM - BLDG 1, RM 
1669

SERVICE 5/11/12 NNMC-1 1 MISC

B2C69X HVAC - RADIATORS LEAKING - BLDG 1, RMS 2478, 2455 SERVICE 5/11/12 NNMC-1 1 HVAC

B2C69W ELEC-B-1 ROOM # 4423 POWER OUTLET MALFUNCTION. SERVICE 5/11/12 NNMC-1 1 ELECTRICAL

B2CCSW HVAC-B-1 ROOM # 3306 - NEGATIVE AIR FLOW URGENT 5/21/12 NNMC-1 3 HVAC
B2CCPM HVAC-B-1 ROOM # 15144 - AC BLOWING HOT AIR URGENT 5/21/12 NNMC-1 3 HVAC
B2CCPN BKLG - CEILING LIGHTS OUT - BLDG 1, RM 3492 SERVICE 5/21/12 NNMC-1 2 ELECTRICAL

B2CCPV
HVAC B-7 ROOM # 1ST FLOOR WHOLE EXECUTIVE 
HEALTH CLINIC - CLINIC EXTREMELY HOT

URGENT 5/21/12 NNMC-1 3 HVAC

B2CFMX BKCT - REPLACE CEILING TILE - BLDG 1, RM 3458 SERVICE 5/23/12 NNMC-1 2 LABOR

B2CFGN
ELEC- CHECK GENERATOR AND ATS FOR PROPER 
OPERATION

SERVICE 5/23/12 NNMC-1 4 ELECTRICAL

B2CFKT
ELEC/GENM - PLUG BROKEN / RESECURE CARPET - BLDG 
1, RMS 1630, 3458

SERVICE 5/23/12 NNMC-1 2 ELECTRICAL

B2CGGZ HVAC - BEARINGS GOING BAD - BLDG 1, RM 1702 URGENT 5/25/12 NNMC-1 3 HVAC

B2CGFB
PLUM - CHANGE WATER FILTERS - BLDG 1, 7th, 8th, 9th, 
and 19th floors

SERVICE 5/24/12 NNMC-1 2 PLUMBING

B2CGD4
LOCK - BROKEN LOCK TO FIRE DOOR - BLDG 1, NEXT TO 
2592

URGENT 5/24/12 NNMC-1 3 LOCKS

B2CFPC Lock- Navy Medicine National Capital area SERVICE 5/23/12 NNMC-1 4 LOCKS
B2CFRZ LOCK- FMD SERVICE 5/23/12 NNMC-1 4 LOCKS
B2CKR6 Lock- NPDS SERVICE 5/30/12 NNMC-1 4 LOCKS

B2CL2M
HVAC - TOO HOT - NO AC - BLDG 1, ALL 19TH FLR, 18TH 
FLR, RM 18142

URGENT 5/31/12 NNMC-1 3 HVAC

B2CKX5 BKCT-DAMAGED CEILING TILES SERVICE 5/31/12 NNMC-1 3 REPAIR
B2CM6M PTNG - PATCH & PAINT - BLDG 1, RM 15132 SERVICE 6/4/12 NNMC-1 2 FCA_PAINT
B2CNGM Lock- NEX SERVICE 6/6/12 NNMC-1 1 LOCKS
B2CLYD HVAC - TOO HOT - BLDG 1, RMS 1413, 7123, 9122 URGENT 6/4/12 NNMC-1 3 HVAC
B2CRPN BKLG - LIGHTS OUT - BLDG 1, RM 3310 SERVICE 6/11/12 NNMC-1 2 ELECTRICAL
B2CNRP PLUM- B-1 ROOM # 12155 -  CEILING LEAK URGENT 6/7/12 NNMC-1 3 PLUMBING
B2CLTS PLUM-CEILING LEAK, BLDG 1 URGENT 6/4/12 NNMC-1 3 PLUMBING

B2CVJP
GENM-Bldg. 1, Psychiatric Ward, 7E-7W Corridor. Door 
is currently having trouble closing. Presents major 
security risk and safety issue to patients.

URGENT 6/14/12 NNMC-1 3 REPAIR

B2CTLS BKLG - 2 OVERHEAD LIGHTS OUT - BLDG 1, RM 1711 SERVICE 6/14/12 NNMC-1 2 ELECTRICAL

B2CWD5 BKLG-Bldg. 1, Rm. 3310. Lights out; flourescent lights. SERVICE 6/15/12 NNMC-1 2 ELECTRICAL

B2CVPS BKLG - OVERHEAD LIGHT OUT - BLDG 1, RM 11126 SERVICE 6/15/12 NNMC-1 2 ELECTRICAL

B2CVW3
GENM-B-1 ROOM # CLOSE TO ROOM 1630 - 
REPAIR/REPLACE LOOSE TILES.

SERVICE 6/15/12 NNMC-1 2 REPAIR
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B2CYDG
HVAC-Bldg. 1, Rm. 16136. Wood ledge broken on top of 
fan coil unit #M04182, exposing the inside of the unit.

URGENT 6/21/12 NNMC-1 3 HVAC

B2CY7K HVAC-B-1 ROOM # 9140 - AC LEAK URGENT 6/20/12 NNMC-1 3 HVAC
B2CY6Z HVAC-Bldg. 1, Rm. 5160. Hot network closet. URGENT 6/20/12 NNMC-1 3 HVAC
B2CXD9 Lock- NPSD SERVICE 6/19/12 NNMC-1 4 LOCKS

B2CY4T
PLUM - NO WATER PRESSURE - BLDG 1, 15 THRU 18TH 
FLOORS

URGENT 6/20/12 NNMC-1 3 PLUMBING

B2CYM9 HVAC-Bldg. 1, Rm. 5160. Hot network closet. SERVICE 6/21/12 NNMC-1 2 HVAC

B2CYVK
HVAC - REPAIR AC LEAK - WET CARPET - BLDG 1, RM 
9130

URGENT 6/21/12 NNMC-1 3 HVAC

B2CXDM ELEC - EMCOR ASSISTANCE REQUEST- BLDG 1, RM 1639 SERVICE 6/19/12 NNMC-1 2 ELECTRICAL

B2CXMR GENM-B-1 ROOM # 2405A - REPAIR JAMMED LOCKER SERVICE 6/20/12 NNMC-1 REPAIR

B2CYMS
BKLG - REPLACE FLURECENT LIGHT BULB - BLDG 1, RM 
6103

SERVICE 6/21/12 NNMC-1 2 ELECTRICAL

B2CXF3 ELEC-Bldg. 1, Rm. 1716. Power outage in three cubicles. SERVICE 6/19/12 NNMC-1 2 ELECTRICAL

B2DB4M HVAC-Circulating pump (M00391) leaking SERVICE 6/27/12 NNMC-1 1 HVAC

B2DB45
HVAC-Equipment Deficiency Repairs Throughout 
Building

SERVICE 6/27/12 NNMC-1 1 HVAC

B2DB3Y
ELEC-Bldg. 1, South Well and East Moat. Annual 
Preventive Maintenance for Generators M00767 and 
M03040, respectively.

SERVICE 6/27/12 NNMC-1 1 ELECTRICAL

B2FLSX PLUM-HOT WATER TANK LEAKING URGENT 7/2/12 NNMC-1 3 PLUMBING
B2FS4T GENM - SQUEAKY DOORS - BLDG 1, RM 2546 SERVICE 7/6/12 NNMC-1 2 REPAIR

B2FLVW GENM-B-1 ROOM # 2437 - REPAIR SQUAKING DOOR SERVICE 7/2/12 NNMC-1 2 REPAIR

B2FS8W LOCK - DOOR JAMMED - BLDG 1, RM 19121 SERVICE 7/6/12 NNMC-1 2 LOCKS
B2FVWK HVAC-B-1 ROOM # 1697 - AC NOT WORKING URGENT 7/11/12 NNMC-1 3 HVAC
B2FW3X B-1 ROOM # 9154 - CEILING LEAK URGENT 7/11/12 NNMC-1 3 PLUMBING

B2FXHW
PLUM - LOOSE FAUCET -  BLDG 1, RM 2505 (MENS 
RESTROOM)

SERVICE 7/12/12 NNMC-1 2 PLUMBING

B2FWYR PLUM - SINK NOZZLE/TOILET / SHOWER SERVICE 7/12/12 NNMC-1 2 PLUMBING

B2FW2K
HVAC-Bldg. 1, Rooms 5156, 5157, and 5162 (Admirals 
Suite). Too warm. See details.

URGENT 7/11/12 NNMC-1 3 HVAC

B2FW5C
PEST-Bldg. 1, 2nd Floor, Orthodontist Office, Rm. 2514. 
Ant infestation.

SERVICE 7/11/12 NNMC-1 2 PEST CONTROL

B2FX3T Locks- OPMAN/ NAVMED SERVICE 7/12/12 NNMC-1 4 LOCKS
B2FVSR PLUM - CEILING LEAK - BLDG 1 - RM 2576 SERVICE 7/10/12 NNMC-1 2 STRUCTURAL

B2FWNN
HVAC-B-1 ROOM # 13124 - REPAIR AC LEAK,B-1 ROOM # 
- 13101 - CLOGGED MENS URINAL

URGENT 7/12/12 NNMC-1 3 HVAC

B2FWDT B-1 ROOM # 12124 - CEILING LEAK URGENT 7/11/12 NNMC-1 3 PLUMBING

B2G2MY
BKLG-Bldg. 1, 19th Floor, Rm. 19141. Lightbulbs need to 
be replaced.

SERVICE 7/17/12 NNMC-1 2 REPAIR

B2G2TK
GENM-Bldg. 1, Rm. 2408. When suction unit turned on, 
mold smell emanates from wall. Significant safety risk.

URGENT 7/17/12 NNMC-1 3 REPAIR

B2G2VD HVAC-B-1 ROOM # 1620 - HOT TEMPERATURE SERVICE 7/17/12 NNMC-1 2 HVAC

B2G2ZG
GENM-B-1 ROOM # CORRIDOR 2591 - REPAIR 
DOOR,REPLACE TILES,PAINT WALL

SERVICE 7/17/12 NNMC-1 2 REPAIR
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B2GTLP
GENM -  DENTAL OR - BLDG 1, RMS 2588, 2584, 2579, 
2583, 2592

URGENT 8/13/12 NNMC-1 3 REPAIR

B2GTM4
PLUM - NO COLD WATER IN AM SHOWERS - BLDG 1, 
14TH, 17TH, 3RD FLOORS

URGENT 7/31/12 NNMC-1 3 PLUMBING

B2GTMD HVAC - TOO HUMID - BLDG 1, RM 4426 URGENT 7/31/12 NNMC-1 3 HVAC

B2GSXW
PLUM - B-1 ROOM # 9140 - POSSIBLE CEILING LEAK AND 
MOLD BUILD UP

URGENT 7/30/12 NNMC-1 PLUMBING

B2GSYZ B-1 ROOM # 17155 - PATCH AND PAINT WALL SERVICE 7/30/12 NNMC-1 2 REPAIR

B2GTCC
B-1 ROOM # 17101 - REPAIR URINAL CONSTANTLY 
FLOWING.

URGENT 7/30/12 NNMC-1 2 PLUMBING

B2GSZK
PLUM - NO COLD WATER - SCALDING - BLDG 1, 3RD 
FLOOR EXERCISE ROOM

URGENT 7/30/12 NNMC-1 3 PLUMBING

B2GT3X
HVAC - NO AC - OLD THERMOSTAT NOT WORKING - 
BLDG 1, RM 17129

URGENT 7/30/12 NNMC-1 3 HVAC

B2H4SZ
GENM-B-1 ROOM # 1697 - REPAIR MALFUNCTIONING 
DOOR.

SERVICE 8/6/12 NNMC-1 2 REPAIR

B2HC69 GENM-REPAIR DOOR URGENT 8/13/12 NNMC-1 3 REPAIR

B2HCGP
ELEC - SPEAKER SYSTEM MALFUNCTION - BLDG 1, TOP 
OF TOWER

SERVICE 8/13/12 NNMC-1 2 ELECTRICAL

B2H7MD
PLUM - URINAL KEEPS RUNNING NON-STOP - BLDG 1, 
17101

URGENT 8/10/12 NNMC-1 3 PLUMBING

B2HPV8 LOCK-PROVIDE 2 KEYS FOR ROOM 5217, BLDG 1 SERVICE 8/17/12 NNMC-1 3 LOCKS
B2HTHB HVAC - TOO COLD - B-1, R-9133 URGENT 8/21/12 NNMC-1 3 HVAC
B2HTJW PLUM-B-1 ROOM # 1603 - CEILING LEAK. URGENT 8/21/12 NNMC-1 3 PLUMBING
B2HVC3 PLUM-B-1 ROOM # 1603 - CEILING LEAK. URGENT 8/22/12 NNMC-1 3 PLUMBING
B2HV9Y PLUM - STEAM LEAK - BLDG 1, RM 1637, MER URGENT 8/22/12 NNMC-1 3 STRUCTURAL
B2HV3B HVAC-REPLACE BELT FOR AHU 2101/PMI 4703 URGENT 8/22/12 NNMC-1 3 HVAC

B2HRL3
PLUM-B-1 ROOM # 2425 - REPAIR OVERHEAD WATER 
LEAK

URGENT 8/20/12 NNMC-1 2 PLUMBING

B2JJ3K ELEC-OUTAGE ASSISTANCE SERVICE 8/27/12 NNMC-1 2 ELECTRICAL
B2JCLM HVAC - ZERO AIR EXCHANGE - BLDG 1, RM 2581A SERVICE 8/23/12 NNMC-1 2 HVAC

B2JCKR
HVAC-B-1 ROOM # 1639 MECHANICAL ROOM - REPAIR 
BELT.

SERVICE 8/23/12 NNMC-1 2 HVAC

B2JHN8
HVAC - STAFF AND PATIENTS TOO COLD - BLDG 1, RM 
3517

URGENT 8/27/12 NNMC-1 3 HVAC

B2JCLF GENM- Adjust Main Entrance Doors SERVICE 8/23/12 NNMC-1 3 REPAIR

B2JHXD
GENM - REPLACE THRESHOLD STRIP - BLDG 1, RMS 1633, 
1631

SERVICE 8/27/12 NNMC-1 2 LABOR

B2JT92 Ceiling Tile replaced SERVICE 9/7/12 NNMC-1 2 LABOR
B2JTMY BKLG - REPAIR/REPLACE LIGHTS - BLDG 1, RM 5209 SERVICE 9/8/12 NNMC-1 2 ELECTRICAL
B2JSZC PLUM - CLOGGED TOILET - B1, R2507 URGENT 9/7/12 NNMC-1 3 PLUMBING

B2JT2B PLUM - TOILET CONTINUOUSLY FLUSHING - B1, R2434 URGENT 9/7/12 NNMC-1 3 PLUMBING

B2JV67 PLUM - RUNNING TOILET - BLDG 1, RM 5173 URGENT 9/10/12 NNMC-1 3 PLUMBING

B2JT7K
BKCT - REPLACE 7 MILDEWED CEILING TILES - B1, RM 
1633

SERVICE 9/7/12 NNMC-1 2 LABOR

B2JT58
B1, R4425 - ELEC - CHANGE 8 REGULAR OUTLETS TO 
GFCI

SERVICE 9/7/12 NNMC-1 2 ELECTRICAL

B2JX6J COLD CALL - BLDG 1, RM 3517 URGENT 9/14/12 NNMC-1 3 HVAC
B2JXB6 Handymen-Furniture Move SERVICE 9/14/12 NNMC-1 1 LABOR
B2JYTV PLUM - REMOVE SINK IN BLDG 1, RM 2404 SERVICE 9/19/12 NNMC-1 2 PLUMBING
B2JYWN ELEC - POWER OUTAGE - BLDG 1, RM 16132 URGENT 9/19/12 NNMC-1 3 ELECTRICAL
B2JYSP PLUM- Eye wash pressure B-1, RM 2544 SERVICE 9/19/12 NNMC-1 2 PLUMBING
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B2K4LM
PTNG - PATCH & PAINT - CRUMBLING WALL - BLDG 1, 
RM 2572

SERVICE 9/27/12 NNMC-1 2 FCA_PAINT

B2K5F5 LIGHTS OUT, B-1, RM-17126 SERVICE 10/2/12 NNMC-1 2 ELECTRICAL
B2K5R7 STAIRWELL LIGHTS OUT BLDG 1 SERVICE 10/2/12 NNMC-1 1
B2K5RB LIGHT LENS BROKEN BLDG 1 SERVICE 10/2/12 NNMC-1 1

B2K5RH
PLUM - TOILET CONTINUOSLY FLUSHES - BLDG 1, RM 
2582

URGENT 10/2/12 NNMC-1 3 PLUMBING

B2K6F3 Glogged Toilet, B-1, RM-4378 URGENT 10/3/12 NNMC-1 3 PLUMBING
B2K6J3 LIGHTS, B-1, RM-1716 SERVICE 10/3/12 NNMC-1 2 ELECTRICAL
B2K6LL Lights, B-1, RM-4384 SERVICE 10/3/12 NNMC-1 2 ELECTRICAL
B2K6NL Patch and Paint, B-1, RM-2411 SERVICE 10/3/12 NNMC-1 2 FCA_PAINT

B2K6F7
LOCK - CHANGE COMBINATION FOR SAFE - BLDG 1, RM 
3554

SERVICE 10/3/12 NNMC-1 2 LOCKS

B2KHV6
PLUM - SINK SENSOR NOT WORKING - BLDG 10, RM 
3115

SERVICE 10/10/12 NNMC-1 2 PLUMBING

B2KH6J PLUM - No Hot Water - Bldg 1, floors 19 thru 10 URGENT 10/9/12 NNMC-1 3 PLUMBING
B2KHJY PLUM - CLOGGED TOILET - BLDG 1, RM 13101 URGENT 10/10/12 NNMC-1 3 PLUMBING
B2KHCB TOILET, B-1, RM-1628B SERVICE 10/9/12 NNMC-1 2 PLUMBING

B2KHLB Repair Side Walk Lighting (SAFETY) FRONT OF BLDG 1 URGENT 10/10/12 NNMC-1 1

B2KFC4 PLUM - TOILET NOT FLUSHING - BLDG 1, 19144 SERVICE 10/9/12 NNMC-1 2 PLUMBING
B2KHYB CEILING LEAK, B-1, RM-2415 URGENT 10/10/12 NNMC-1 3 PLUMBING
B2KHMH PLUM - CLOGGED SINK - BLDG 1, RM 2549 SERVICE 10/10/12 NNMC-1 2 PLUMBING

B2KHPM
MAGNA-HELIC AIR PRESSURE IS LOW - BLDG 1, RM 3492, 
3306

URGENT 10/10/12 NNMC-1 3 HVAC

B2KFF5 No Power, B-1, RM-2568 URGENT 10/9/12 NNMC-1 3 ELECTRICAL
B2KH5J COLD CALL BLDG 1 3RD FLOOR MULTIPLE ROOMS URGENT 10/9/12 NNMC-1 1

B2KH62
NO POWER TO ROOMS 3521 & 3514, 3512, 3513, 3515, 
3516, 3517 -  BLDG 1

URGENT 10/9/12 NNMC-1 1 ELECTRICAL

B2KH7D CLOGGED SINK, B-1, RM-4419 URGENT 10/9/12 NNMC-1 3 PLUMBING
B2KH4Z EMERGENCY DOOR HAS SLID OFF TRACK SERVICE 10/1/12 NNMC-1 2 LABOR

B2KKDG
CEILING TILE NEEDS TO BE REPLACED, HAS HOLE BLDG 1 
RM 4384

SERVICE 10/15/12 NNMC-1 1

B2KLR7 PATCH AND PAINT WALL BLDG 1 RM 1674 SERVICE 10/15/12 NNMC-1 1
B2KLR8 PATCH AND PAINT WALL OUTSIDE OF RM 18125 SERVICE 10/15/12 NNMC-1 1
B2KLWT Lights, B-1, RM-16132 SERVICE 10/15/12 NNMC-1 2 ELECTRICAL
B2KLX2 COLD CALL, B-1, RM-1630 SERVICE 10/15/12 NNMC-1 2 HVAC

B2L2SB
COLD CALL - ADJUST TEMP IIN ROOM - BLDG 1, RM 
14124

SERVICE 10/19/12 NNMC-1 2 HVAC

B2L2WS BROKEN THERMASTAT, B-1, RM-1745 SERVICE 10/19/12 NNMC-1 2 HVAC
B2KWDR Lights, B-1, RM-3470A SERVICE 10/18/12 NNMC-1 2 ELECTRICAL

B2NKJJ EMERGENCY ALARM IS CHIRPING B-10 7EAST RM-7014 URGENT 12/14/12 NNMC-10 1 ELECTRICAL

B2N9F5
CEILING LIFT BATTERY WON'T RECHARGE - BLDG 10, RM 
4222

URGENT 12/6/12 NNMC-10 3 ELECTRICAL

B2NLSD
POWER OUTAGE - CAUSED BY FLOOR BUFFER - BLDG 10, 
RM 3229

URGENT 12/17/12 NNMC-10 3 ELECTRICAL

B2NPBC Outlet, B-10, RM-5120A 5 East SERVICE 12/19/12 NNMC-10 2 ELECTRICAL

B2NR89
POWER OUTAGE - CAUSED BY SPACE HEATER - BLDG 10, 
RM 5156

URGENT 12/20/12 NNMC-10 3 ELECTRICAL

B2NJ9K Ceiling Tiles, B-10, RMs-6165, 6165H, 613A, and Hallway SERVICE 12/12/12 NNMC-10 2 STRUCTURAL
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B2NS5L
OUTLET FOR CALL BELL SYSTEM SEEMS TO OVERHEAT 
THE CALL BELL B-10 5CENTER RM-5036

URGENT 12/26/12 NNMC-10 1 ELECTRICAL

B2NM2T
FAUCET WATER SHOOTS AT LIGHT SOCKET / 
EMERGENCY TO BATHROOM WON'T CLOSE - BLDG 10, 
3103A

URGENT 12/17/12 NNMC-10 3 STRUCTURAL

B2NNT3 REPAIR DOOR VENEER - BLDG 10, RM 3221 SERVICE 12/18/12 NNMC-10 2 STRUCTURAL
B2NR92 SECURITY DOOR LOOSE - BLDG 10, DOOR 4000A URGENT 12/20/12 NNMC-10 3 STRUCTURAL

B2NSLM
DOOR NOT CLOSING ALL THE WAY B-10 4WEST RM-
4000A

SERVICE 12/27/12 NNMC-10 1 STRUCTURAL

B2NSN3 Door, B-10, RM-6056 NICU URGENT 12/27/12 NNMC-10 3 STRUCTURAL
B2NKJC STOPPED UP SINK B-10 7TH FLOOR RM-7126 URGENT 12/14/12 NNMC-10 1 PLUMBING
B2NKLB CLOGGED TOILET B-10 RM-4228 4 WEST URGENT 12/14/12 NNMC-10 1 PLUMBING
B2NSRM ICE MACHINE NOT DRANING,NNMC-10, RM 4167 URGENT 12/27/12 NNMC-10 2 PLUMBING
B2NSS3 Fan, B-10, RM-0103 MECH ROOM SERVICE 12/27/12 NNMC-10 2 HVAC
B2NNSM SInk, B-10, RM-5074 URGENT 12/18/12 NNMC-10 2 PLUMBING
B2NKYX TOILET CLOGGED B-10 4WEST RM-4228 URGENT 12/14/12 NNMC-10 1 PLUMBING
B2NPC5 MEN'S RESTROOM ISSUES B-19 RM-2012 & 1018 URGENT 12/19/12 NNMC-10 1 PLUMBING
B2NSKL TOILET NOT FLUSHING B-10 3CENTER RM-3220 URGENT 12/27/12 NNMC-10 1 PLUMBING
B2NRYY CLOGGED SINK B-10 6WEST RM-6149 URGENT 12/26/12 NNMC-10 1 PLUMBING
B2NSBX SINK LEAKING B-10 5WEST RM-5175 URGENT 12/26/12 NNMC-10 1 PLUMBING
B2NTSY REPLACE FLUSH HANDLE - BLDG 10, RM 7140 SERVICE 12/31/12 NNMC-10 2 PLUMBING

B2N862 HOT CALL / ICE MACHINE - BLDG 10, RMS 4065, 4167 URGENT 12/4/12 NNMC-10 3 APPLIANCE

B2NJPH Ice Machine, B-10, RM-5041 5 Center SERVICE 12/12/12 NNMC-10 2 APPLIANCE
B2NSGJ RECONNECT ICE MAKER B-10 3WEST LOUNGE SERVICE 12/27/12 NNMC-10 1 APPLIANCE

B2NRTN LEAKY PIPE  IN PATIENT RESTROOM - BLDG 10, RM 5109 URGENT 12/21/12 NNMC-10 3 PLUMBING

B2NKJ6 EMERGENCY LIGHTS NOT WORKING. B-10 6TH FLOOR URGENT 12/14/12 NNMC-10 1 ELECTRICAL

B2M4DC LIGHTS, B-10,  RM-1008K SERVICE 11/13/12 NNMC-10 2 ELECTRICAL
B2N979 Light, B-10, RM-4141 4 Center SERVICE 12/6/12 NNMC-10 2 ELECTRICAL
B2NLSN Light, B-10, RM-4169 4 East SERVICE 12/17/12 NNMC-10 2 ELECTRICAL
B2NPXK Lights, B-10, RM-6147B SERVICE 12/19/12 NNMC-10 2 ELECTRICAL
B2LW5W REPLACE LIGHTS B-10 5TH AND 3RD DECK SERVICE 11/2/12 NNMC-10 1 ELECTRICAL

B2LXRY 4 LIGHT BULBS OUT B-10 NURSING STATION RM 5075 SERVICE 11/5/12 NNMC-10 1 ELECTRICAL

B2MSJ3 LIGHT REPLACE B-10 RM-6019A SERVICE 11/26/12 NNMC-10 1 ELECTRICAL
B2NH6Y LIGHTS OUT B-10 RM-1128 & 1128A SERVICE 12/10/12 NNMC-10 1 ELECTRICAL
B2NJTG LIGHT BULBS REPLACE B-10 RM-2010 & 2199 SERVICE 12/13/12 NNMC-10 1 ELECTRICAL
B2NJTK LIGHTS OUT & PATCH N PAINT B-10 SERVICE 12/13/12 NNMC-10 1 ELECTRICAL
B2NKJ8 REPLACE LIGHT BULBS B-10 6CENTER SERVICE 12/14/12 NNMC-10 1 ELECTRICAL

B2NK5C
LIGHT BULBS NEED REPLACE B-10 RM-5158 & 5129 
5CENTER

SERVICE 12/13/12 NNMC-10 1 ELECTRICAL

B2NSHK LIGHT BROKEN PATIENT ROOM B-10 5CENTER RM-5151 SERVICE 12/27/12 NNMC-10 1 ELECTRICAL

B2K4MX BKLG-QTR DECK BLDG. 10 LIGHTS SERVICE 9/27/12 NNMC-10 1 ELECTRICAL
B2NK28 SINK LEAK B-10 RM-1016 URGENT 12/13/12 NNMC-10 1 PLUMBING
B2MSPG COLD CALL B-10 RM-7117 & 7226 URGENT 11/26/12 NNMC-10 1 HVAC

B2NS56 TOILET IS RUNNING CONSTANTLY B-10 5 WEST RM-5084 URGENT 12/26/12 NNMC-10 1 PLUMBING

B2NH4H WARD DOOR NOT SECURING B-10 7 EAST RM-7011 URGENT 12/10/12 NNMC-10 1 FCA_STRU

B2NJVY
AUTOMATIC DOORS MALFUNCTIONING B-10 MAIN 
DOORS

URGENT 12/13/12 NNMC-10 1 FCA_STRU
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B2NLXR Repair Guard Rail, Bldg. 10, Room 3103 SERVICE 12/17/12 NNMC-10 1 FCA_STRU
B2MCK9 TOO COLD B-10 RM-3201 PATIENT WAITING AREA URGENT 11/15/12 NNMC-10 1 HVAC
B2M49L COLD CALL B-10 RM-6145 URGENT 11/13/12 NNMC-10 1 HVAC

B2MRVM HOT CALL B-10 RM-5029 5EAST WARD SERVICE 11/21/12 NNMC-10 1 HVAC

B2MRBS TOO HOT B-10 RM-4059 4 EAST URGENT 11/21/12 NNMC-10 1 HVAC
B2MS3D COLD CALL B-10 RM-5050 URGENT 11/23/12 NNMC-10 1 HVAC
B2MZ28 PATIENT ROOM IS TOO COLD B-10 RM-3221 URGENT 11/28/12 NNMC-10 1 HVAC
B2N2V3 Cold Call, B-10, Nursing Station 4 Center SERVICE 11/29/12 NNMC-10 2 HVAC
B2N2VN Cold Call, B-10, 3 East APU URGENT 11/29/12 NNMC-10 3 HVAC
B2N39S COLD CALL -  B-10, 5 CENTER, RM-5050 URGENT 11/29/12 NNMC-10 3 HVAC
B2N5BJ COLD CALL B-10 RM-6TH FLOOR MICC 6 EAST URGENT 11/30/12 NNMC-10 1 HVAC
B2N5D8 TOO HOT B-10A RM-124 SERVICE 11/30/12 NNMC-10 1 HVAC
B2N87D HOT CALL - BLDG 10,RM 5029 SERVICE 12/4/12 NNMC-10 2 HVAC
B2N88V HOT CALL - 78 - BLDG 10, RM 3102 SERVICE 12/4/12 NNMC-10 2 HVAC
B2N98N Cold Call, B-10, 4 Center Nurse Station SERVICE 12/6/12 NNMC-10 2 HVAC
B2NGTW HOT CALL - PATIENT ROOM - BLDG 10, RM 3143 URGENT 12/7/12 NNMC-10 3 HVAC
B2NJJ2 Cold Call, B-10, RM-3139, 3 West URGENT 12/12/12 NNMC-10 3 HVAC
B2NHXX Hot Call, B-10, RMs- 6014, 6016 URGENT 12/11/12 NNMC-10 3 HVAC
B2NHT3 Cold Call, B-10, RM-2004 Next to one stop shop SERVICE 12/11/12 NNMC-10 2 HVAC
B2NH5J HOT CALL B-10 5 EAST NURSING STATION URGENT 12/10/12 NNMC-10 1 HVAC
B2NK3M COLD CALL B-10 RM-5016 5 EAST URGENT 12/13/12 NNMC-10 1 HVAC
B2NNNG Cold Call, B-10, RM-7128 PCLS 7 Center SERVICE 12/18/12 NNMC-10 2 HVAC
B2NPMD COLD CALL IN PATIENT ROOM - BLDG 10, RM 6028 URGENT 12/19/12 NNMC-10 3 HVAC
B2NS6W COLD CALL B-10 RM-2447 2ND FLOOR GYN CLINIC SERVICE 12/26/12 NNMC-10 1 HVAC
B2NS7S NO HEAT, NNMC-10, RM-RM 7066 URGENT 12/25/12 NNMC-10 3 HVAC
B2NTSH TOO HOT IN PATIENT ROOM B-10 RM-4065 URGENT 12/27/12 NNMC-10 1 HVAC
B2NTTL COLD CALL - BLDG 10, RM 5060, 5 CENTER SERVICE 12/31/12 NNMC-10 2 HVAC
B2MNXT Pnuematic Tube, B-10, RM-7142 URGENT 11/16/12 NNMC-10 3 HVAC
B2NNSJ Pnuematic Tube, B-10, RM-6047 6west NICU URGENT 12/18/12 NNMC-10 3 HVAC

B2NTS2
NEG PRESSURE ALARM BEEPING IN ROOM B-10 RM-
5101 -AH

URGENT 12/27/12 NNMC-10 1 HVAC

B2654P GENM- HOLE URGENT 1/5/12 NNMC-10 2 REPAIR
B26587 RPL MORTICE LOCK WITH CIPHER LOCK SERVICE 1/5/12 NNMC-10 1 FCA_OTHER
B2792Y GENM - Repair/Replace Toilet Seat URGENT 1/13/12 NNMC-10 2 REPAIR
B279XV ELCON - BROKEN ELEVATOR - BLDG 10, EAST ELEV URGENT 1/17/12 NNMC-10 2 REPAIR
B27B8R GENM - DOOR BROKEN/LABEL MISSING SERVICE 1/12/12 NNMC-10 1
B27B8X GENM - DOOR BROKEN/GAP SERVICE 1/12/12 NNMC-10 1 REPAIR
B27BBJ GENM - DOOR BROKEN/LABEL MISSING SERVICE 1/12/12 NNMC-10 1 REPAIR
B27B2B PNTG-PATCH AND PAINT SERVICE 1/17/12 NNMC-10 1 REPAIR
B27B94 GENM - DOOR BROKEN/GAP SERVICE 1/12/12 NNMC-10 1 REPAIR
B27BC7 GENM - DOOR GAP/REPAIR SERVICE 1/12/12 NNMC-10 1 REPAIR
B27GRD LOCK- KEYPAD URGENT 1/20/12 NNMC-10 2 LOCKS
B27FJJ LOCK-LOCK REPAIRS SERVICE 1/19/12 NNMC-10 1 REPAIR
B27HLJ ELEC - ICE MACHINE - BLDG 10, 4 EAST, RM 4167 URGENT 1/24/12 NNMC-10 2 REPAIR
B27HSD GENM - WARD DOORS NOT SECURING B10 URGENT 1/24/12 NNMC-10 2 REPAIR
B27HTV GENM- DOOR URGENT 1/24/12 NNMC-10 2 REPAIR
B27HVR PLUM- EYEWASH STATION B10 URGENT 1/24/12 NNMC-10 2 PLUMBING
B27HKN GENM- TOILET SEAT B10 URGENT 1/24/12 NNMC-10 2 REPAIR
B27JSZ EMSS -LIQUID NITROGEN MONITOR ALARM URGENT 1/25/12 NNMC-10 2 REPAIR
B27WJ9 GENM - Remove Gus System SERVICE 2/1/12 NNMC-10 1 REPAIR
B27WX6 GENM - Repair Broken Door Hinges URGENT 2/2/12 NNMC-10 2 REPAIR
B27Y9P PLUM - Sink Clogged URGENT 2/6/12 NNMC-10 2 PLUMBING
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B28FLR GENM-REPAIR/REPLACE DOORS SERVICE 2/13/12 NNMC-10 1 REPAIR
B28K5N PLUM - RUNNING WATER - BLDG 10, RM 5060 URGENT 2/14/12 NNMC-10 2 PLUMBING
B28KL8 LOCKS - Repair Door Lock URGENT 2/14/12 NNMC-10 2 LOCKS
B28KB8 LOCK - DOOR NOT ALIGNING - BLDG 10, RM 5167 URGENT 2/14/12 NNMC-10 2 LOCKS
B28KBB PEST - RODENTS SERVICE 2/14/12 NNMC-10 1 PEST CONTROL
B28KKG ELEC -REPLACE LIGHT SWITCH SERVICE 2/14/12 NNMC-10 ELECTRICAL
B28FNN ELEC - LOBBY DOORS  - BLDG 10, RM 1025 URGENT 2/13/12 NNMC-10 2 REPAIR
B28KHY HVAC - TOO HOT - BLDG 10, RM 5056 URGENT 2/14/12 NNMC-10 2 HVAC

B28LZX
PLUM - ICE MACHINE DRAIN IS CLOGGED - BLDG 10, RM 
3282

URGENT 2/18/12 NNMC-10 2 APPLIANCE

B28R85 PLUM- REPAIR FOUNTAIN LEAK SERVICE 2/23/12 NNMC-10 1 PLUMBING
B28PYG GENM - Latch/Toilet Seat Loose URGENT 2/22/12 NNMC-10 2 REPAIR
B28R3T PLUM - CLOGGED URINAL - BLDG 10, RM 5134 URGENT 2/22/12 NNMC-10 2 PLUMBING
B292XJ HVAC - TOO COLD - BLDG 10, RM 3161 URGENT 2/27/12 NNMC-10 2 HVAC
B28PVD HVAC - TOO HOT - BLDG 10, 3 CENTER, RM 3223 URGENT 2/22/12 NNMC-10 2 HVAC
B28SCY ELEC-REATTACH SMOKE DETECTOR URGENT 2/24/12 NNMC-10 2 ELECTRICAL
B28SM3 PLUM  - Replace Shower Head URGENT 2/24/12 NNMC-10 2 PLUMBING
B293FP PLUM - WATER PIPE LEAKING - BLDG 10, RM 6114 URGENT 2/27/12 NNMC-10 2 PLUMBING
B299RH BKCT - REPLACE CEILING TILES URGENT 2/29/12 NNMC-10 2 LABOR
B29B4N BKLG-REPLACE LIGHTS SERVICE 2/29/12 NNMC-10 1 ELECTRICAL
B29K82 BKLG - LIGHTS OUT - BLDG 10, CDO DESK SERVICE 3/5/12 NNMC-10 1 ELECTRICAL
B298KN ELEC - Replace Power Outlet URGENT 2/28/12 NNMC-10 2 ELECTRICAL
B29K8F HVAC - NEGATIVE PRESSURE ROOM URGENT 3/5/12 NNMC-10 2 HVAC
B29KFZ GENM-PATCH AND PAINT WALL SERVICE 3/5/12 NNMC-10 1 REPAIR
B29CLY PLUM- CLOGGED ICE MACHINE URGENT 3/1/12 NNMC-10 2 PLUMBING
B29CTD BKCT-REPLACE CEILING TILES SERVICE 3/1/12 NNMC-10 1 LABOR ONLY
B29CV5 PLUM-REPAIRSETA/CLOGGED TOILET URGENT 3/1/12 NNMC-10 2 PLUMBING

B298HM
GENM - LOOSE TOILET SEAT - BLDG 10, 3 WEST, RM 
3154

URGENT 2/28/12 NNMC-10 2 REPAIR

B298KS BKCT - LIGHT OUT - BLDG 10, RM 5180 SERVICE 2/28/12 NNMC-10 1 ELECTRICAL
B298L6 BKCT - REPLACE CEILING TILE - BLDG 10, RM 6150 SERVICE 2/28/12 NNMC-10 1 LABOR
B29KGT GENM - Replace Broken light lens/ Ceiling Tiles URGENT 3/5/12 NNMC-10 2 REPAIR
B29KGY HVAC - Correct Deficiancies Bldg 10 URGENT 3/5/12 NNMC-10 2 HVAC
B29K3N GENM - DOOR OFF HINGES - BLDG 10, 6056 URGENT 3/5/12 NNMC-10 2 REPAIR
B29KCH GENM-REPAIR/REPLACE TOILET SEAT URGENT 3/5/12 NNMC-10 2 REPAIR
B29RM8 PLUM-CLOGGED ICE MACHINE URGENT 3/12/12 NNMC-10 2 PLUMBING
B29K36 ELEC-PHARMACY TUBE SYSTEM URGENT 3/5/12 NNMC-10 2
B29K58 LOCK-REPAIR LOCK URGENT 3/5/12 NNMC-10 2 LOCKS
B29KGL BKLG - LIGHTS OUT SERVICE 3/5/12 NNMC-10 1 ELECTRICAL

B29P8M ELCON - DOWN BUTTON NOT REGISTERING - BLDG 10, URGENT 3/9/12 NNMC-10 1 REPAIR

B29N3M DOORS - DOOR WON'T CLOSE - BLDG 10, NEAR 4274 URGENT 3/7/12 NNMC-10 2 REPAIR

B29NZF GENM-WALL REPAIR SERVICE 3/9/12 NNMC-10 1 REPAIR
B29VDP LOCK - BROKEN LOCK - BLDG 10, RM 7013 URGENT 3/14/12 NNMC-10 2 LOCKS
B29XJY HVAC-NO AIR FLOW URGENT 3/16/12 NNMC-10 2 HVAC
B29XGX LOCK-REPAIR/REPLACE DOOR LOCK URGENT 3/16/12 NNMC-10 2
B29XGY LOCK-REPAIR/REPLACE DOOR LOCK SERVICE 3/16/12 NNMC-10 1 REPAIR
B29XJS PLUM-WATER LEAK SERVICE 3/16/12 NNMC-10 1 PLUMBING
B29XNN GENM - DOOR - BLDG 10,  DOOR 4231 URGENT 3/16/12 NNMC-10 2 REPAIR
B29XMC ELEC-REPLACE LIGHTS URGENT 3/16/12 NNMC-10 2
B29ZL7 PLUM-INVESTIGATE WATER LEAK SERVICE 3/19/12 NNMC-10 4 PLUMBING
B2B6FH PLUM - Draiage system is clogged URGENT 3/26/12 NNMC-10 2 PLUMBING
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B2B2B5 ELEC-RESTORE LIGHTS IN MER 0103 SERVICE 3/21/12 NNMC-10 1 ELECTRICAL
B2B2BV PLUM-CLEAN OUT FLOOR DRAINS SERVICE 3/21/12 NNMC-10 1 PLUMBING
B2B6RZ LOCK- 089 NUTRITION SERVICES SERVICE 3/26/12 NNMC-10 1 STRUCTURAL
B2B2CP HVAC-REPAIR PNEUMATIC AIR COMPRESSR SERVICE 3/21/12 NNMC-10 1 HVAC
B2B2HT ELEC-MOVE VIDEO SECURITY CAMERA SERVICE 3/21/12 NNMC-10 1 ELECTRICAL
B2B2J5 PLUM-CHECK WATER PRESSURE ON SINK SERVICE 3/21/12 NNMC-10 1 PLUMBING
B2B2MS LOCK-CHANGE DOOR/VAULT CODE SERVICE 3/21/12 NNMC-10 1 LOCKS
B2B2HD PLUM - NO HOT WATER - BLDG 10, RM 7050 URGENT 3/21/12 NNMC-10 2 PLUMBING
B2B68Y PLUM- UNCLOGGED ICE MACHINE URGENT 3/26/12 NNMC-10 2 PLUMBING
B29ZVH ELEC-EMCOR ASSISTANCE SERVICE 3/20/12 NNMC-10 1 ELECTRICAL
B2B83S ELEC-REPAIR CALL BELL URGENT 3/29/12 NNMC-10 2 ELECTRICAL
B2B853 HVAC- MOVE THE SUPPLY VENT SERVICE 3/29/12 NNMC-10 1 HVAC
B2B895 GENM-REPAIR BATHROOM DOOR HANDLE URGENT 3/29/12 NNMC-10 2 REPAIR
B2B89R GENM-REPAIR TOILET SEAT URGENT 3/29/12 NNMC-10 2 REPAIR

B2B85X
GENM - INSTALL DOUBLE MALE FITTING - BLDG 10, RM 
2107

URGENT 3/29/12 NNMC-10 2 HVAC

B2B8XD GENM-PICK/POP CABINET LOCK URGENT 3/30/12 NNMC-10 2 REPAIR
B2B8T7 PLUM-LOW WATER PRESSURE URGENT 3/30/12 NNMC-10 2
B2B8T8 PLUM-LOW WATER PRESSURE URGENT 3/30/12 NNMC-10 2 PLUMBING
B2BF8C PLUM - TOILET / SINK - BLDG 10, RMS 5129, 5W19 URGENT 4/6/12 NNMC-10 2 PLUMBING
B2BDFM PLUM - CLOGGED TOILET - BLDG 10, RM 1103 URGENT 4/4/12 NNMC-10 2 PLUMBING
B2BD4M ELEC-INSTALL POWER OUTLET SERVICE 4/4/12 NNMC-10 1 ELECTRICAL
B2BDF4 GENM-REPAIR/REPLACE DOOR/LOCK URGENT 4/4/12 NNMC-10 2 REPAIR
B2BDFH GENM-REPAIR/REPLACE DOOR/LOCK URGENT 4/4/12 NNMC-10 2 REPAIR
B2BGYZ PLUM - EYEWASH STATION - BLDG 10, RM 5075 SERVICE 4/7/12 NNMC-10 1 PLUMBING
B2BFF5 ELEC-REPLACE LIGHTS/DOOR HANDLE URGENT 4/6/12 NNMC-10 2 ELECTRICAL
B2BDRK ELEC-REPAIR CALL BELL SYSTEM URGENT 4/5/12 NNMC-10 2 ELECTRICAL
B2BDXT HVAC - Verify Proper Cooling 3166B URGENT 4/5/12 NNMC-10 2 HVAC
B2BL94 ELEC - -REPLACE LIGHTS - BLDG 10, RM 7069 URGENT 4/17/12 NNMC-10 2 ELECTRICAL
B2BJN9 DOOR - REPAIR DOOR - BLDG 10, RM 5046 URGENT 4/12/12 NNMC-10 2 REPAIR
B2BHSB ELEC-REPAIR CALL BELL URGENT 4/10/12 NNMC-10 2 ELECTRICAL
B2BHPK HVAC - TOO COLD - BLDG 10, RM 4242 URGENT 4/10/12 NNMC-10 2 HVAC
B2BHT8 GENM-REPAIR TOILET SEAT SERVICE 4/10/12 NNMC-10 1 REPAIR

B2BJ7P
BKLG - LIGHTS OUT - BLDG 10, BETWEEN ROOMS 5131 
AND 5133

SERVICE 4/11/12 NNMC-10 1 ELECTRICAL

B2BKHS LOCKS- REPAIR LOCK URGENT 4/16/12 NNMC-10 2 LOCKS
B2BM83 ELEC- NO POWER URGENT 4/19/12 NNMC-10 2 ELECTRICAL
B2BNWC PLUM-CLOGGED COMMODE URGENT 4/24/12 NNMC-10 2 PLUMBING
B2BNLK ELEC-INSTALL POWERT OUTLET SERVICE 4/23/12 NNMC-10 1 ELECTRICAL
B2BNSY Lock- 124 DNS/4 Center SERVICE 4/23/12 NNMC-10 4 LOCKS
B2BPFY GENM-PATCH AND PAINT SERVICE 4/25/12 NNMC-10 1 REPAIR
B2BPGX PLUM-ACTIVE CEILING LEAK URGENT 4/25/12 NNMC-10 2 PLUMBING
B2BPSF PLUM-CLOGGED ICE MACHINE URGENT 4/25/12 NNMC-10 2 PLUMBING

B2BPRB
PLUM/EMERGENCY DOOR - LEAKING SINK - BLDG 10, 
RM 4165, NEAR 4001

URGENT 4/25/12 NNMC-10 2 REPAIR

B2BSD8 BKLG-REPLACE BURNED OUT LIGHTS SERVICE 4/27/12 NNMC-10 1 ELECTRICAL
B2BRGX GENM-REPAIR LOCK/CYPHERLOCK/LIGHTS URGENT 4/27/12 NNMC-10 REPAIR
B2BRCZ LOCK-RESET CODE URGENT 4/26/12 NNMC-10 2 LOCKS
B2BSTN PLUM- CLOGGED DRAIN URGENT 4/27/12 NNMC-10 2 PLUMBING

B2BVJM
HVAC - TUBE SYS DOWN - BLDG 10, NURSE STATION, 
NEAR 7114

URGENT 5/2/12 NNMC-10 2 CONVEYING

B2BVK9 ELEC - CHECK OUTLET - BLDG 10, RM 6159 SERVICE 5/2/12 NNMC-10 1 ELECTRICAL
B2BVNM HVAC-ADJUST TEMPERATURE TOO COLD. URGENT 5/2/12 NNMC-10 HVAC
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B2BVLZ
GENM-INSTALL TOILET COVER SEAT/REPAIR EYES WASH 
VALVES

SERVICE 5/2/12 NNMC-10 1 REPAIR

B2BVHD
GENM-INSTALL DOOR CLOSURE/REPAIR BROKEN TOILET 
SEAT B-10 ROOM # 7134,7034,7037,7129

URGENT 5/2/12 NNMC-10 2 REPAIR

B2BVKW GENM-REPAIR TOILET SEAT/REPLACE LIGHTS SERVICE 5/2/12 NNMC-10 1 REPAIR

B2BY9Z
GENM-B-10 ROOM # 7011 REPAIR/REPLACE BROKEN 
TOILET SEAT

URGENT 5/7/12 NNMC-10 2 REPAIR

B2C77V
PLUM-B-10 ROOM # 3060 ACTIVE CEILING LEAK , B-10 
ROOM # 3006 REPAIR LOOSE TOILET SEAT

URGENT 5/15/12 NNMC-10 PLUMBING

B2BZ7C
PLUM-B-10 ROOM # 5069 REPAIR CLOGGED ICE 
MACHINE, B-10 ROOM # 5134 REPAIR CLOGGED TOILET, 
B-10 ROOM # 1100 REPAIR DOOR LOCK

URGENT 5/8/12 NNMC-10 2 PLUMBING

B2BYCH Lock- 122 Inpatient Pediatrics 3W SERVICE 5/7/12 NNMC-10 4 LOCKS
B2BYG5 HVAC - TOO COLD IN OOD OFFICE BLDG 10 R2101 URGENT 5/5/12 NNMC-10 2 HVAC
B2BYG8 PLUM - TOILET CLOGGED. BLDG 10 R3267 URGENT 5/5/12 NNMC-10 2 PLUMBING

B2C6SC HVAC - CLOGGED TOILET IN APU - BLDG 10, RM 3004 URGENT 5/14/12 NNMC-10 2 PLUMBING

B2C6YV
BKLG - WALL LIGHT OUT IN PATIENT ROOM - BLDG 10, 
RM 4057

URGENT 5/14/12 NNMC-10 2 ELECTRICAL

B2BYTD
GENM - DOORS STUCK OPEN - CAN'T OPERATE - bldg 10, 
laboe & delivery, rm 6036

URGENT 5/8/12 NNMC-10 2 REPAIR

B2BYXP
GENM-INSTALL DOOR SWEEPS ON BOTTOM DOOR B-10 
ROOM # 6122A/ REPLACE BUNED OUT RECESSED LIGHTS 
B-10 ROOM # 5078

SERVICE 5/8/12 NNMC-10 2 REPAIR

B2C726
HVAC-B-10 ROOM # 6134 COLD TEMPERATURE. B-10 
ROOM # 6032 - REPAIR CLOGGED SINK

URGENT 5/14/12 NNMC-10 2 HVAC

B2C55J
GENM - REMOVE VAULTS - BLDG 10, AL 5 CENTER 
PATIENT ROOMS

SERVICE 5/9/12 NNMC-10 1 LABOR

B2C5MN
HVAC-B-10 ROOM # 5177 AND 5179 - COLD AIR 
BLOWING FROM VENT/ B-10 ROOM # 4238B - REPAIR 
BROKEN TOILET SEAT

URGENT 5/10/12 NNMC-10 2 HVAC

B2C5TC
HVAC-B-10 7 WEST NURSING STATION AND WHOLE 
WARD (COLD TEMPERATURE)

URGENT 5/10/12 NNMC-10 2 HVAC

B2C54V Lock- Distinguish Visitors Coordination Office SERVICE 5/9/12 NNMC-10 4 LOCKS
B2C54L Lock- 3 Center SERVICE 5/9/12 NNMC-10 4 LOCKS

B2C596
GENM-B-10 ROOM # 5056 REPAIR DOOR LATCH NOT 
CLOSING PROPERLY.

SERVICE 5/9/12 NNMC-10 1 REPAIR

B2C5BV
HVAC-B-10 ROOM # 5177 COLD TEMPERATURE/ B-10 
ROOM # 4238 - REPAIR TOILET SEAT

URGENT 5/9/12 NNMC-10 2 HVAC

B2C628
NURSE CALL SYS - ALARM WON'T SHUT OFF - BLDG 10, 5 
EAST, NURSE STATION

URGENT 5/11/12 NNMC-10 2 ELECTRICAL

B2C68T ELEC-B-10 6TH FLOOR REPLACE BURNED OUT LIGHTS SERVICE 5/11/12 NNMC-10 1 ELECTRICAL

B2C68X BKCT-B-10 6TH FLOOR - REPLACE CEILING TILES SERVICE 5/11/12 NNMC-10 1 REPAIR

B2C694
ELEC- B-10 ROOM # 7116E EXIT SIGN 
MALFUNCTIONING/B-10 ROOM # 6115 - REPLACE 
BURNED OUT LIGHTS LENS

URGENT 5/11/12 NNMC-10 1 ELECTRICAL

B2C7GW CALL BELL SYS - MALFUNCTION - BLDG 10, RM 5072 URGENT 5/15/12 NNMC-10 3 ELECTRICAL

B2C7XM
HVAC-B-10 ROOM # 5 EAST WARD (WHOLE WARD) - 
EXTREMELY HOT TEMPERATURE

URGENT 5/16/12 NNMC-10 HVAC

B2C72G LOCK - DOOR LOCKS FROM INSIDE URGENT 5/14/12 NNMC-10 2 LOCKS
B2C745 HVAC - TOO COLD - BLDG 10, RM 2101 SERVICE 5/14/12 NNMC-10 1 HVAC
B2C74D HVAC - TOO HOT - BLDG 10, RM 5179 URGENT 5/14/12 NNMC-10 2 HVAC
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B2C73S
ELEC-B-10 ROOM # 4059 REPLACE BURNED OUT 
LIGHTS,B-10 ROOM # 7058 COLD TEMPERATURE

URGENT 5/14/12 NNMC-10 3 ELECTRICAL

B2CCHB REPLACE CEILING B-9 1ST AND 2ND FLR SERVICE 5/17/12 NNMC-10 1 REPAIR

B2CCM7
PLUM - ICE MACHINE/GUIDE RAIL - BLDG 10, RM 3017, 
3120A

URGENT 5/18/12 NNMC-10 3 LABOR

B2CCJ3 ELEC-B-10 ROOM # 4011,4123B - REPAIR CALL BELL URGENT 5/18/12 NNMC-10 2 ELECTRICAL
B2CBXK ELEC - LIGHT OUT - BLDG 10, RM 5042, BED B URGENT 5/18/12 NNMC-10 3 ELECTRICAL

B2CD88 PLUM - CLOGGED SHOWER DRAIN - BLDG 10, RM 5082 URGENT 5/21/12 NNMC-10 3 PLUMBING

B2CD49
BKLG-B-10 ROOM # 1109 - REPLACE THREE BURNED 
OUT OVERHEAD LIGHTS.

SERVICE 5/21/12 NNMC-10 ELECTRICAL

B2CDRD
GENM - PAINT & REMOVE CABINET - BLDG 10, RMS 
1101, 1127

SERVICE 5/22/12 NNMC-10 2 FCA_PAINT

B2CK2D CALL BELL SYSTEM - BLDG 10, RM 5105 URGENT 5/29/12 NNMC-10 3 ELECTRICAL

B2CHBF
ELEC - EXHAUST FAN IS NOT WORKING - BLDG 10, 
PENTHOUSE MER

URGENT 5/25/12 NNMC-10 3 ELECTRICAL

B2CLBZ CARP - REPLACE 2 CABINET DOORS - BLDG 10, RM 1127 SERVICE 5/31/12 NNMC-10 2 REPAIR

B2CLGG
GENM-Bldg. 10, 4th Floor, 4141A. Room needs 4 extra 
eletrical outlets.

SERVICE 6/1/12 NNMC-10 2 ELECTRICAL

B2CLLH HVAC-ROOM TOO COLD URGENT 5/31/12 NNMC-10 2 HVAC

B2CLNM
PTNG/ELEC - PATCH AND PAINT/OVERHEAD LIGHT - 
BLDG 10, RM 4067, 4075

SERVICE 5/31/12 NNMC-10 4 FCA_PAINT

B2CLNX BKLG - REPLACE BULBS  IN CORRIDORS- BLDG 10 SERVICE 6/1/12 NNMC-10 3 ELECTRICAL
B2CLNY GENM-REPAIR BROKEN SEATS SERVICE 6/1/12 NNMC-10 3 REPAIR

B2CRH8
PLUM-B-10 ROOM # CLOSE TO ROOM 7013 HALLWAY - 
WATER FOUNTAIN MALFUNCTION.

SERVICE 6/8/12 NNMC-10 PLUMBING

B2CS85 HVAC - TOO HOT IN PATIENT ROOM - BLDG 10, RM 5078 URGENT 6/11/12 NNMC-10 3 HVAC

B2CS57 HVAC - TOO HOT IN PATIENT ROOM - BLDG 10, RM 4009 URGENT 6/11/12 NNMC-10 3 HVAC

B2CSDG
GENM/ELEC B-10 ROOM # 4123B CRACK ON WALL,4007 
REPLACE LIGHT,4011 - LOOSE CALL BELL,4173/4216 
WALL PAINTING

SERVICE 6/12/12 NNMC-10 2 REPAIR

B2CSJ3 PLUM-B-10 ROOM # 6058 - REPAIR CLOGGED SINK. URGENT 6/12/12 NNMC-10 3 PLUMBING
B2CSPG PLUM-B-10 ROOM # 3117 - CLOGGED TOILET. URGENT 6/12/12 NNMC-10 3 PLUMBING
B2CSMS PLUM-B-10 ROOM # 3017 - REPAIR ICE MACHINE. SERVICE 6/12/12 NNMC-10 2 PLUMBING
B2CZ4X GENM- REPAIR/REPLACE DOOR KNOB SERVICE 6/22/12 NNMC-10 4 REPAIR

B2F85B
GENM-Bldgs. 9 and 10, William III locations. Need hooks 
installed to hold fire extinguishers.

SERVICE 6/28/12 NNMC-10 2 REPAIR

B2F98X
PLUM-Bldg. 10, Rm. 1103, Patient Admin. Toilet keeps 
overflowing and backing up.

URGENT 6/29/12 NNMC-10 3 PLUMBING

B2FLV6
GENM-Bldg. 10, Various problems as indicated in details 
in multiple rooms.

URGENT 7/2/12 NNMC-10 3 ELECTRICAL

B2FS6J
ELEC - LIGHTS OUT - TOTAL DARK - PATIENT CARE - BLDG 
10, RM 6141A

URGENT 7/6/12 NNMC-10 3 ELECTRICAL

B2FRP2 ELEC - REPLACE BATTERY BACKED BALLASTS SERVICE 7/6/12 NNMC-10 2 ELECTRICAL

B2FMXX
PLUM-Bldg. 10, Rm. 6010. Toilet is violently discharging 
and sink is clogged in patient's bathroom.

URGENT 7/3/12 NNMC-10 3 PLUMBING

B2FLTV
BKLG-Bldg. 10, Front Desk of Command Duty Office. 
Three halogen light bulbs are out in ceiling. Please 
replace.

SERVICE 7/2/12 NNMC-10 2 REPAIR
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B2FTV7
B-10 ROOM # 4145 - REPAIR/REPLACE BROKEN TOILET 
SEAT.

SERVICE 7/9/12 NNMC-10 2 REPAIR

B2FS64
ELEC- B-10 ROOM # 3207 - CALL BELL MALFUNCTION. B-
10 ROOM # 3271 REPAIR DOOR/TOILET SEAT

URGENT 7/6/12 NNMC-10 3 ELECTRICAL

B2FM47
ELEC-PUSH BUTTON FOR AUTOMATIC DOORS NOT 
WORKING.

URGENT 7/3/12 NNMC-10 3 ELECTRICAL

B2FMTN
GENM/ELEC - B-10 ROOM # 4252 REPLACE LIGHT BULBS, 
B-10 NURSING STATION - PAINT WALL.

SERVICE 7/3/12 NNMC-10 2 ELECTRICAL

B2FMV6 HVAC - TUBE SYS DOWN - BLDG 10, NEAR 7111 URGENT 7/3/12 NNMC-10 HVAC
B2FMR8 HVAC-B-10 ROOM # 4045 - HOT TEMPERATURE URGENT 7/3/12 NNMC-10 3 HVAC

B2FNHT
HVAC - TOO HOT IN PT RM - BLDG 10, POSTPARTUM, 
RM 6111

URGENT 7/5/12 NNMC-10 3 HVAC

B2FGTK
GENM-Bldg. 10, 4E, Rm. 4167. Ice machine clogged and 
leaking.

SERVICE 7/2/12 NNMC-10 2 REPAIR

B2FGXM PLUM-Bldg. 10, 4C, Rm. 4256. Shower head is broken. URGENT 7/2/12 NNMC-10 3 PLUMBING

B2FHFV
PLUM-Bldg. 10, 5C, Rm. 5060. Loud squealing noise 
coming from pipes in wall.

SERVICE 7/2/12 NNMC-10 2 PLUMBING

B2FLRY
GENM-Bldg. 10, 5W, Rm. 5171. Strange, loud noise 
coming from access panel in room. Please investigate 
and fix.

SERVICE 7/2/12 NNMC-10 2 REPAIR

B2FLSG PLUM-Bldg. 10, Rm. 6023A. Sink is clogged. URGENT 7/2/12 NNMC-10 3 PLUMBING

B2GJGS LOCKS-Bldg. 10, Rm. 1022A. Keypad lock malfunctioning. SERVICE 7/19/12 NNMC-10 2 LOCKS

B2G5HG
B-10 ROOM # 3185 - REPAIR CLOGGED DRAIN OF ICE 
MACHINE.

URGENT 7/18/12 NNMC-10 3 PLUMBING

B2GJBJ PLUM - CLOGGED SINK - BLDG 10, RM 5138 SERVICE 7/19/12 NNMC-10 2 PLUMBING
B2GM2G genmb-10 room # 5017 - repair pantry cabinets SERVICE 7/25/12 NNMC-10 2 REPAIR
B2GMYX LOCK - DOOR WON'T LOCK - BLDG 10, RM 5178 URGENT 7/26/12 NNMC-10 3 LOCKS

B2GMT7 PTNG - PAINT 2 ROOMS - BLDG 10, RMS 6151D, 6165D SERVICE 7/26/12 NNMC-10 2 FCA_PAINT

B2GKHX
ELEC-Bldg. 10, entryway to VIP ward. Install ADA 
accessible doors.

URGENT 7/23/12 NNMC-10 3 ELECTRICAL

B2GLTD B-10 ROOM # 4250 - TOILET LEAK. URGENT 7/25/12 NNMC-10 3 PLUMBING

B2GLVD
GENM-B-10 ROOM # 3018 - REPAIR  BROKEN DOOR 
HANDLE.

SERVICE 7/25/12 NNMC-10 2 REPAIR

B2GLZY HVAC-B-10 ROOM # 4262 - COLD TEMPERATURE URGENT 7/25/12 NNMC-10 3 HVAC

B2GXMV
GENM - PATCH & PAINT - COVE BASE - BLDG 10, RMS 
3004, 3014

SERVICE 8/2/12 NNMC-10 2 FCA_PAINT

B2GXMY ELEC - NURSE CALL SYSTEM - BLDG 10, RMS 3004, 3014 URGENT 8/2/12 NNMC-10 3 ELECTRICAL

B2H5FW
PLUM - CLOGGED TOILET - PATIENT ROOM - BLDG 10, 
RM 5072

URGENT 8/7/12 NNMC-10 3 PLUMBING

B2H5CJ
PEST - INSECTS - SUSPECTED BED BUGS IN PATIENT 
ROOM - BLDG 10, RM 5040

URGENT 8/7/12 NNMC-10 3 PEST CONTROL

B2H5LM HVAC-B-10 ROOM # 4037 - HOT TEMPERATURE URGENT 8/7/12 NNMC-10 3 HVAC
B2H5LT HVAC - NO AC - BLDG 10, ALL CENTRAL WARD URGENT 8/7/12 NNMC-10 3 HVAC

B2H5J8 HVAC/PLUM - LOUD NOISE FROM CEILING - BLDG 10, 7E URGENT 8/7/12 NNMC-10 3 PLUMBING

B2H57K PLUM - VENT LEAKING WATER - BLDG 10, RM 4153 URGENT 8/6/12 NNMC-10 PLUMBING
B2H5BH LOCKS-REPAIR BROKEN DOOR LOCKS SERVICE 8/6/12 NNMC-10 2 LOCKS
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B2H6LN
PLUM - REPLACE TOILET SEAT IN PATIENT BATHROOM - 
BLDG 10, RM 7026A

URGENT 8/9/12 NNMC-10 3 LABOR

B2H62J
GENM-B-10 ROOM # CLOSE TO 6049 - REPAIR SECURITY 
DOORS NOT OPENING.

URGENT 8/8/12 NNMC-10 3 REPAIR

B2H52D
ELEC-B-10 ROOM # 6131 BED A - REPAIR CALL BELL 
SYSTEM

URGENT 8/6/12 NNMC-10 3 ELECTRICAL

B2H53C
HVAC-B-10 ROOM # NURSING STATION 5110A  AND B-
10 4 EAST WARD 4TH FLOOR -  HOT TEMPERATURE

URGENT 8/6/12 NNMC-10 3 HVAC

B2HFNF PLUM-CLOGGED SINK URGENT 8/14/12 NNMC-10 3 PLUMBING
B2HFL2 HVAC-REPAIR AHU 5 AND 6 IN BLDG 10 URGENT 8/14/12 NNMC-10 3 HVAC

B2HJ5C
PLUM-B-10 5 EAST 5TH FLOOR NURSING STATION - 
REPAIR SINK LEAK.

SERVICE 8/15/12 NNMC-10 2 PLUMBING

B2HJ7M HVAC - PATIENT ROOM TOO HOT - BLDG 10, RM 6014 URGENT 8/15/12 NNMC-10 3 HVAC

B2HNRR
PLUM - SEEPING WATER - UNKNOWN SOURCE - BLDG 
10, NEAR 1020

URGENT 8/15/12 NNMC-10 3 STRUCTURAL

B2HNRY HVAC - TOO HOT IN PATIENT ROOM - BLDG 10, RM 6014 URGENT 8/15/12 NNMC-10 3 HVAC

B2HMYV
PLUM - ICE MACHINE - GETTING MILDEW SMELL - BLDG 
10, RM 4167

URGENT 8/15/12 NNMC-10 3 APPLIANCE

B2JYKC PLUM-Ceiling leak, B-10, By Pharmacy URGENT 9/19/12 NNMC-10 3 PLUMBING

B2HFRW
ELEC-CALL BELL SYSTEM IS PULLED OUT FROM WALL-
SAFETY HAZARD

URGENT 8/14/12 NNMC-10 3 ELECTRICAL

B2HCXR HVAC-REPLACE HEAT VALVES MICC SERVICE 8/13/12 NNMC-10 2 HVAC

B2HCPV
PLUM - TOILET LEAK - WHEN FLUSHED - BLDG 10, RM 
1014A

SERVICE 8/13/12 NNMC-10 2 PLUMBING

B2HCVR
PLUM-Flexible shower head spraying water, needs to be 
replaced.

URGENT 8/13/12 NNMC-10 3 PLUMBING

B2HVCC
BKLG-B-10 ROOM # 4278,4290,4295 - REPLACE BURNED 
OUT LIGHT

SERVICE 8/22/12 NNMC-10 2 ELECTRICAL

B2HTRN HVAC - TOO HOT IN PATIENT ROOM - B-10, R-4065 URGENT 8/21/12 NNMC-10 3 HVAC
B2HVCH GENM-B-10 ROOM # 4280 - PAINT WALL SERVICE 8/22/12 NNMC-10 2 REPAIR
B2JHNW PLUM-STRONG ODOR IN PATIENT RESTROOM URGENT 8/27/12 NNMC-10 3 PLUMBING

B2JJMY
HVAC-B-10 ROOM # 4TH FLOOR 4 CENTER NURSING 
STATION - COLD TEMPERATURE ,B-10 ROOM # 4132 - 
REPAIR BROKEN DOOR LOCK.

URGENT 8/28/12 NNMC-10 3 HVAC

B2JJV9
PLUM-B-10 ROOM # 4214 - SINK OVERFLOWING,B-10 
4112 - REPAIR ICE MACHINE LEAK.

URGENT 8/28/12 NNMC-10 PLUMBING

B2JJVH
ELEC - REPLACE CURTAIN TRACK LIGHTS - BLDG 10, RMS 
7071, 7070, 7069

SERVICE 8/28/12 NNMC-10 2 ELECTRICAL

B2JJNY
PLUM - NO HOT WATER IN PATIENT ROOM - BLDG 10, 
RM 3173

URGENT 8/28/12 NNMC-10 3 PLUMBING

B2JJ4X ELEC-B-10 ROOM # 6165 - NO POWER URGENT 8/28/12 NNMC-10 3 ELECTRICAL

B2JK9Z
HVAC-B-10 ROOM # 5 WEST 5TH FLOOR - HOT 
TEMPERATURE

URGENT 8/29/12 NNMC-10 3 HVAC

B2JKHP
PTNG - PATCH & PAINT - BLDG 10, RM 7114A, 7019, 
7107, 7111

SERVICE 8/29/12 NNMC-10 2 FCA_PAINT

B2JKJB HVAC - TOO HOT IN HALLWAY - BLDG 10, RM 3177 URGENT 8/29/12 NNMC-10 3 HVAC
B2JPJ3 SINK STOPPED UP URGENT 8/31/12 NNMC-10 3 PLUMBING
B2JPC7 GENM-MAIN DOOR NOT LATCHING PROPERLY SERVICE 9/4/12 NNMC-10 2 REPAIR
B2JPC9 PLUM-CLOGGED TOILET URGENT 9/4/12 NNMC-10 3 PLUMBING
B2JWFZ PLUM - CLOGGED TOILET - BLDG 10, RM 1103 URGENT 9/12/12 NNMC-10 3 PLUMBING



J-1502000-05 Historical Service Orders FY12
DEFENSE HEALTH AGENCY

163 of 322

Work 
Order

Description Sub Work Type Location Priority Failure Class
Reported 

Date

B2JWBN COLD ROOM - PATIENT ROOM - BLDG 10, RM 4256 URGENT 9/12/12 NNMC-10 3 HVAC

B2JWXX
PTNG - PATCH & PAINT - BLDG 10, RM 3026, OUTSIDE 
3102

SERVICE 9/13/12 NNMC-10 2 REPAIR

B2JW5V
PLUM/BKLG - SINK LEAKING UNDERNEATH - BLDG 10, 
RM 5141

SERVICE 9/12/12 NNMC-10 2 PLUMBING

B2JWHT HOT ROOM - PATIENT ROOM - BLDG 10, RM 4065 URGENT 9/12/12 NNMC-10 3 HVAC
B2JVYW DEFICIENCY REPORT - BLDG 10, 3RD FLOOR SERVICE 9/11/12 NNMC-10 2 HVAC
B2JWR7 REPAIR BLOWER WHEEL - BLDG 10, RM 8000 URGENT 9/13/12 NNMC-10 3 HVAC
B2JXM2 GENM-Toilet seat replace, B-10, RM-5111 SERVICE 9/17/12 NNMC-10 2 REPAIR
B2JXFM Cold Call- B-10, RM 2 URGENT 9/17/12 NNMC-10 3 HVAC
B2JXGR GENM-Patient door handle,  B-10, RM-0783 SERVICE 9/17/12 NNMC-10 2 REPAIR

B2JXVG
HVAC-RESTORE PROPER MAW PNEUMATIC AIR 
PRESSURE

SERVICE 9/17/12 NNMC-10 2 HVAC

B2JXV4 GENM-Lose Toilet seat- B-10, RM 5072 SERVICE 9/17/12 NNMC-10 2 REPAIR
B2JXPM GENM-Ice machine, B-10, RM 4167 SERVICE 9/17/12 NNMC-10 2 REPAIR
B2JXPW Plum-Clogged toilet, B-10, RM 7220 URGENT 9/17/12 NNMC-10 2 PLUMBING
B2JXV5 HVAC-INOPERABLE THERMOSTAT SERVICE 9/17/12 NNMC-10 2 HVAC
B2JXTR PTNG-PAINT AND PATCH SERVICE 9/17/12 NNMC-10 2 FCA_PAINT
B2JXCS TOILET OVERFLOWING URGENT 8/28/12 NNMC-10 3 PLUMBING
B2JXCT HOT CALL, ADJUST TEMPERATURE SERVICE 8/28/12 NNMC-10 2 HVAC
B2JXCV COLD CALL-IN PATIENT ROOM URGENT 8/28/12 NNMC-10 3 HVAC
B2JXCZ LOW BATTERY ON BOTH DOORS SERVICE 8/28/12 NNMC-10 2 LOCKS
B2JXD7 AC not working SERVICE 8/27/12 NNMC-10 2 HVAC
B2JZK6 SINK HAS A SEWAGE SMELL COMING OUT OF IT URGENT 9/18/12 NNMC-10 3 PLUMBING
B2JZFN GENM-Repair Fire Doors SERVICE 9/20/12 NNMC-10 2 REPAIR
B2JZJM TOILET WILL NOT FLUSH URGENT 9/18/12 NNMC-10 3 PLUMBING
B2JZJT HOT CALL- IN PATIENT ROOM URGENT 9/18/12 NNMC-10 3 HVAC
B2JZJY HOT CALL- IN PATIENT ROOM URGENT 9/18/12 NNMC-10 3 HVAC
B2JZLD POWER OUTAGE - BLDG 10, RM 2101 URGENT 9/20/12 NNMC-10 3 ELECTRICAL
B2JZG6 COLD CALL- IN PATIENT ROOM URGENT 9/15/12 NNMC-10 3 HVAC
B2JZFD PLUM - LEAKING FAUCET - BLDG 10, RM 3514 URGENT 9/20/12 NNMC-10 3 PLUMBING
B2JZGJ PATIENT OVERHEAD LIGHT WILL NOT TURN OFF SERVICE 9/20/12 NNMC-10 2 ELECTRICAL
B2JZGD PATIENT LIGHT IS OUT SERVICE 9/17/12 NNMC-10 2 ELECTRICAL

B2K37F
HOT CALL - HALLWAYS AND NURSE STATION TOO HOT - 
PEDS WARD, BLDG 10, 3 WEST

URGENT 9/25/12 NNMC-10 3 HVAC

B2K43D LOCK-REPAIR DOOR LATCH BLDG 10 SERVICE 9/26/12 NNMC-10 1

B2K474
PLUM - TOILET WON'T FLUSH / LEAKS WATER - BLDG 10, 
RM 3544

SERVICE 9/26/12 NNMC-10 2 PLUMBING

B2K42P REPLACE SHOWER HEAD URGENT 9/25/12 NNMC-10 3 PLUMBING

B2K2RB REPLACE LIGHT - PATIENT ROOM - NNMC-10, RM 6052 URGENT 9/24/12 NNMC-10 3 ELECTRICAL

B2K3TN GENM- Door, B-10, Door # 6449 SERVICE 9/26/12 NNMC-10 2 REPAIR

B2K3XW
ELEC - 5 FLOURECENT CEILING LIGHTS OUT - BLDG 10, 
RM 6036

URGENT 9/26/12 NNMC-10 3 ELECTRICAL

B2K3YJ
GENM - DOOR THRESHOLD IN MICC COMING UP - BLDG 
10, RM 6105

URGENT 9/26/12 NNMC-10 3 REPAIR

B2K3ZM DOOR CLOSER LEAKING FLUID - BLDG 10, RM 5045 URGENT 9/26/12 NNMC-10 3 REPAIR

B2K2TS
BKLG - LIGHT OUT IN PATIENT ROOM - BLDG 10, RM 
5046

URGENT 9/25/12 NNMC-10 3 ELECTRICAL

B2K534 HOT CALL, MIC OPERATING ROOM, B-10, RM-6042 URGENT 9/28/12 NNMC-10 3 HVAC
B2K4ZJ COLD CALL, B-10, RM 4049 URGENT 9/26/12 NNMC-10 3 HVAC
B2K4VX CALL BELL RIPPED OUT OF WALL, B-10, RM 5066 URGENT 9/28/12 NNMC-10 3 ELECTRICAL
B2K54Y THRESHOLD STRIP COMING UP - BLDG 10, RM 7068 URGENT 9/28/12 NNMC-10 3 REPAIR
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B2K54R HOT CALL- B-10, RM- 3278 SERVICE 9/28/12 NNMC-10 2 HVAC
B2K4YT CLOGGED SINK - BLDG 10, RM 6107 URGENT 9/28/12 NNMC-10 3 PLUMBING
B2K6PC Cold Call- B-10, RM-4138 URGENT 10/3/12 NNMC-10 3 HVAC
B2K6RS COLD CALL-TOO COLD IN PATIENT ROOM URGENT 9/29/12 NNMC-10 3 HVAC
B2K6RX HOT CALL-TOO HOT IN PATIENT ROOM URGENT 9/29/12 NNMC-10 3 HVAC
B2K6SG TOILET LEAKING URGENT 9/29/12 NNMC-10 3 PLUMBING
B2K6SM HOT CALL-TOO HOT IN PATIENT ROOM URGENT 9/29/12 NNMC-10 3 HVAC

B2K6SX CLOGGED DRAIN ON RESERVOIR FROM ICE MACHINE. URGENT 9/29/12 NNMC-10 3 PLUMBING

B2K6MM HOT CALL BLDG 10 6TH FLOOR RM 6042 URGENT 10/3/12 NNMC-10 1
B2K6KP PLUM - SHOWER LEAK - BLDG 10, RM 4250 URGENT 10/3/12 NNMC-10 3 PLUMBING

B2KJK9
HIGH INTENSITY LIGHTS INOP BLDG 10 RM: 5149, 5147, 
5143, 5139, 5048

SERVICE 10/11/12 NNMC-10 1

B2KJKV HOT CALL - BLDG 10, RM 5056 SERVICE 10/11/12 NNMC-10 2 HVAC
B2KJGR REPLACE CEILING TILE - BLDG 10, RM 6008 SERVICE 10/11/12 NNMC-10 2 LABOR

B2KJGK PATCH AND PAINT HOLES IN WALLS BLDG 10 RM 5052 SERVICE 10/11/12 NNMC-10 1

B2KJGN TOILET CLOGGED BLDG 10 RM 5164 URGENT 10/11/12 NNMC-10 1
B2KJGY DOOR KNOB LOOSE BLDG 10 RM 5036 SERVICE 10/11/12 NNMC-10 1
B2KJGX TOILET CONTINOUSLY FLUSHING, B-10, RM-3115 SERVICE 10/2/12 NNMC-10 2 PLUMBING

B2KJH6 (4TH ) CENTER PATIENT ROOM TOO HOT, B-10, RM-4244 URGENT 10/5/12 NNMC-10 3 HVAC

B2KJJF
BATHROOM FAUCET WILL NOT TURN OFF, NNMC-10, 
RM-5046

URGENT 10/8/12 NNMC-10 3 PLUMBING

B2KJB5
PLUM - CLOGGED TOILET - NEARLY OVERFLOWS -BLDG 
10, RM 7236

SERVICE 10/11/12 NNMC-10 2 PLUMBING

B2KJBH
REATTACH FRAME TO LIGHT FIXTURE - BLDG 10, NEAR 
1008A

SERVICE 10/11/12 NNMC-10 2 REPAIR

B2KJCZ NURSE CALL SYSTEM - BLDG 10, RMS 6008, 6014 URGENT 10/11/12 NNMC-10 3 ELECTRICAL

B2KJ7T
LIGHTS REPLACE BLDG 10 RMS 5153, 5151, 5147, 5042, 
5038

SERVICE 10/11/12 NNMC-10 1

B2KPSX Hot Call, B-10, RM-6054A SERVICE 10/16/12 NNMC-10 2 HVAC

B2KMBP
HOT CALL / PLUM - HOT CALL / SPRAYING WATER - BLDG 
10, RMS 4043, 4051, 4128

URGENT 10/16/12 NNMC-10 3 PLUMBING

B2KTBB Pneumatic tube, B-10, location 5East Nurse Station URGENT 10/17/12 NNMC-10 3 HVAC

B2KPMY HOT CALL- COLD CALL, B-10, RMS-5074, 5072 URGENT 10/16/12 NNMC-10 3 HVAC

B2KS8D TUBE SYS DOWN - BLDG 9A, TUBE 42, NEAR RM 4107 URGENT 10/17/12 NNMC-10 3 HVAC

B2KS6X ELEC - LIGHTS OUT - BLDG 10, 1ST FLOOR, NEAR 1020 URGENT 10/17/12 NNMC-10 3 ELECTRICAL

B2KPL4 PLUM / BKCT - PIPE LEAKING / CEILING TILES SERVICE 10/16/12 NNMC-10 2 LABOR
B2KPVN Lock- IWFLO URGENT 10/16/12 NNMC-10 3 LOCKS
B2KPVP Lock- Inpatient Psychiatry SERVICE 10/16/12 NNMC-10 4 LOCKS
B2LC5W Locks= 4East SERVICE 10/22/12 NNMC-10 4 LOCKS
B2L9F5 CYPHER LOCK SCREEN INOP B-10 RM-3166 3 WEST SERVICE 10/22/12 NNMC-10 1 LOCKS
B2LC62 Outlet, B-10, RM-5050 SERVICE 10/22/12 NNMC-10 2 ELECTRICAL

B2LBWT
HOT CALL - PATIENT COMPLAINING ROOM IS TOO 
WARM - BLDG 10, RM 5010

URGENT 10/22/12 NNMC-10 3 HVAC

B2LDK6 DOOR LOCKED, B-10, RM-6161 SERVICE 10/23/12 NNMC-10 1 REPAIR
B2LDJG DOOR NOT CLOSING PROPERLY B-10 RM-5009 SERVICE 10/23/12 NNMC-10 1
B2LDJ9 COLD CALL-B-10, RM-2107 SERVICE 10/23/12 NNMC-10 2 HVAC
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B2LDJP
TOILET OUT OF ORDER B-10 RM-5TH FLOOR LADIES 
LOCKER ROOM

SERVICE 10/23/12 NNMC-10 1

B2LG4H PATCH AND PAINT-HOLES IN WALL B-10 RM-4105/A SERVICE 10/23/12 NNMC-10 1

B2LG5X HOT CALL B-10 RM-4045 URGENT 10/23/12 NNMC-10 1
B2LG5R HOT CALL- B-10, RM-5024 SERVICE 10/23/12 NNMC-10 2 HVAC
B2LG7F COLD CALL, B-10, RM-7117 SERVICE 10/23/12 NNMC-10 2 HVAC
B2LDKH Sprinkler Head, B-10, RM-3115 SERVICE 10/23/12 NNMC-10 2 PLUMBING
B2LZJK HOT CALL - BLDG 10, 5W, RM 5179 URGENT 11/6/12 NNMC-10 3 HVAC
B2M2BG Door, B-10, RM-5341 SERVICE 11/7/12 NNMC-10 2 REPAIR
B2M26L Shower head, B-10, RM-4250 URGENT 11/7/12 NNMC-10 3 PLUMBING

B2M27B Pipe leaking & Clogged sink, B-10, RMS-5173, 5167, 5076 URGENT 11/7/12 NNMC-10 3 PLUMBING

B2M2PV NO HOT WATER B-10 RM-5080 URGENT 11/8/12 NNMC-10 1 PLUMBING
B2M2RR Call Bell System, B-10, RM-5006 URGENT 11/8/12 NNMC-10 3
B2M2TJ BROKEN LOCK B-10 RM-5106 SERVICE 11/8/12 NNMC-10 1 LOCKS
B2M33L Locks- Nursing Admin SERVICE 11/8/12 NNMC-10 4 LOCKS
B2M2ZZ Locks- Patient Adminstration SERVICE 11/8/12 NNMC-10 4 LOCKS

B2M24X BLEED RE-HEAT PIPES BLDG 10, ROOMS 2013A THRU E URGENT 11/7/12 NNMC-10 1 HVAC

B2M267
BROKEN LOCK - HAVE TO FORCE KEY IN - BLDG 10, RM 
7120

SERVICE 11/7/12 NNMC-10 2 LOCKS

B2LZK7 WINTERIZE LAWN IRRIGATION B-10 SERVICE 11/6/12 NNMC-10 1 REPAIR
B2M2R2 Door, B-10, RM-4169 SERVICE 11/8/12 NNMC-10 2 LABOR

B2M2JW
SLIDING DOORS CLOSE VERRRY SLOWLY - BLDG 10, RM 
2003

SERVICE 11/7/12 NNMC-10 2 ELECTRICAL

B2M2K5 ICE MACHINE LEAKING - BLDG 10, RM 4128 SERVICE 11/7/12 NNMC-10 2 APPLIANCE
B26437 PLUM- SHOWER URGENT 1/4/12 NNMC-10 2 PLUMBING
B2647F PATCH AND PAINT B10 SERVICE 1/4/12 NNMC-10 1 FCA_PAINT
B2647J GENM- DOOR KNOB IS BROKEN B10 URGENT 1/4/12 NNMC-10 2 REPAIR
B263SB LOCK- CIPHER LOCK LOW BATTERY B10 URGENT 1/4/12 NNMC-10 2 LOCKS
B26GHL ISSUES BIULDING 10 SERVICE 1/9/12 NNMC-10 1 REPAIR
B26GHY ISSUES BIULDING 10 SERVICE 1/9/12 NNMC-10 1 REPAIR
B26GJK ISSUES BUILDING 10 SERVICE 1/9/12 NNMC-10 1 REPAIR
B26GM3 ELEC- RECESS LIGHTS URGENT 1/9/12 NNMC-10 2 ELECTRICAL
B26H6C PLUM- VALVE URGENT 1/10/12 NNMC-10 2 PLUMBING
B26GPV GENM- LIGHT URGENT 1/10/12 NNMC-10 2 REPAIR
B26GSJ ELEC- LIGHT URGENT 1/10/12 NNMC-10 2 ELECTRICAL
B26HWX GENM- DOOR HINGES B10 URGENT 1/11/12 NNMC-10 2 REPAIR
B26HWS CEILING TILE AND WIRING B10 SERVICE 1/11/12 NNMC-10 1 REPAIR
B26JDJ ELEC Lights Out URGENT 1/11/12 NNMC-10 2 ELECTRICAL
B26J5Z PLUM- EYE WASH STATION B10 URGENT 1/11/12 NNMC-10 2 PLUMBING
B26J6N GENM- CALL LIGHT URGENT 1/11/12 NNMC-10 2 REPAIR
B27B7S GENM - Repair/Replace, Provide Latching device SERVICE 1/17/12 NNMC-10 1 REPAIR
B27BB3 GENM - DOOR BROKEN/GAP SERVICE 1/12/12 NNMC-10 1 REPAIR
B27B7P BATHROOM SEAT BROKEN B10 URGENT 1/17/12 NNMC-10 2 REPAIR
B27BBY GENM - . Provide Door Latching/Missing Labl SERVICE 1/12/12 NNMC-10 1 REPAIR
B279WL RPR METAL WALL B-10 1ST FL URGENT 1/17/12 NNMC-10 2 REPAIR
B279WM RPR AIR CURTAIN AND CUH IN LOBBY URGENT 1/17/12 NNMC-10 2 REPAIR
B279WN RELAMP 1ST N 2ND FL COMON AREAS B10 URGENT 1/17/12 NNMC-10 2 ELECTRICAL
B279Y9 OR DOOR AND LIGHTS B10 URGENT 1/17/12 NNMC-10 2 REPAIR

B27B76 HVAC - PNEUMATIC SYS DOWN - BLDG 10, RM 4254 URGENT 1/17/12 NNMC-10 2 REPAIR
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B27B45 FRONT DOOR NOT SECURE B10 URGENT 1/17/12 NNMC-10 2 REPAIR
B27B9T LOCK- KEYPAD B10 SERVICE 1/17/12 NNMC-10 1 LOCKS
B27H9W HVAC - TOO COLD - BLDG 10, RM 1123 URGENT 1/23/12 NNMC-10 2 HVAC
B27NNN ELEC-INSTALL OUTLET SERVICE 1/30/12 NNMC-10 1 ELECTRICAL
B27NNX GENM- EYEWASH STATION SERVICE 1/30/12 NNMC-10 1 REPAIR
B27NVV ELEC - Replace Electrical Outlets URGENT 1/30/12 NNMC-10 2 ELECTRICAL
B27NW9 GENM - Replace Toilet seat/Clogged URGENT 1/30/12 NNMC-10 2 PLUMBING
B27NZ9 ELEC - Power Outage URGENT 1/30/12 NNMC-10 2 ELECTRICAL
B27NWK GENM- MOUNT TV IN BREAK ROOM SERVICE 1/30/12 NNMC-10 1 STRUCTURAL
B27NP2 GENM - DOOR SLAMS LOUDLY - BLDG 10, RM 5079 SERVICE 1/30/12 NNMC-10 1 REPAIR
B27R5C EMSS- CAN NOT LOG INTO NURSECALL SERVICE 1/31/12 NNMC-10 1 STRUCTURAL
B28F9F ELEC - POWER OUTAGE URGENT 2/13/12 NNMC-10 2 FCA_ELEC
B288L7 ELCON - REMOVE RAILS SERVICE 2/10/12 NNMC-10 1 LABOR
B28B7T PLUM-CEILING LEAK- BLDG 10, RM 6018 URGENT 2/11/12 NNMC-10 2 PLUMBING
B282SP PLUM - INSTALL COFFEE MACHINES - BLDG 10, SERVICE 2/8/12 NNMC-10 1 PLUMBING
B28L5D HVAC - Too Hot URGENT 2/15/12 NNMC-10 2 HVAC
B28L4Z DOORS - DOOR WON'T CLOSE - BLDG 10, RM 4001 URGENT 2/15/12 NNMC-10 2 REPAIR
B28KNX GENM-REPAIR/REPLACE HINGES SERVICE 2/15/12 NNMC-10 1 REPAIR
B28KND GENM- REPAIR/REPLACE DOOR MAGNETS SERVICE 2/15/12 NNMC-10 1 REPAIR
B28KVB ELEC- POWER OUTLET SERVICE 2/15/12 NNMC-10 1 ELECTRICAL
B28LDV GENM- LOOSE DOOR KNOB SERVICE 2/16/12 NNMC-10 1 REPAIR
B28LFL GENM-REPAIR/REPLACE CYPHER LOCK SERVICE 2/16/12 NNMC-10 1 REPAIR
B28LG6 GENM- REPAIR/REPLACE DOOR HINGES SERVICE 2/16/12 NNMC-10 1 REPAIR
B28LGN GENM-PATCH,PAINT GUARD RAIL SERVICE 2/16/12 NNMC-10 1 REPAIR
B28NNT PLUM-TOILET LEAK SERVICE 2/21/12 NNMC-10 1 PLUMBING

B28NMM PLUM - NO HOT WATER - BLDG 10, RM 5028A SERVICE 2/21/12 NNMC-10 1 PLUMBING

B28NLM GENM-REPAIR/REPLACE TOILET SEAT SERVICE 2/21/12 NNMC-10 1 REPAIR
B28NMC GENM- REPAIR/REPLACE TOILET SEAT SERVICE 2/21/12 NNMC-10 1 REPAIR
B28S7F GENM-REPAIR HOLE IN WALL SERVICE 2/24/12 NNMC-10 1 REPAIR
B28SDM GENM -  Repair door URGENT 2/23/12 NNMC-10 1 REPAIR

B28SGV PLUM - CAN'T SHUT WATER OFF - BLDG 10, RM 5115 URGENT 2/24/12 NNMC-10 2 PLUMBING

B28SBD GENM-DOOR ISSUES URGENT 2/24/12 NNMC-10 2 REPAIR
B28SD7 HVAC - TOO HOT - BLDG 10, 3 CENTER, RM 3278 URGENT 2/24/12 NNMC-10 2 HVAC
B28SML MECH-COVER CONDENSATE PIT PUMP URGENT 2/24/12 NNMC-10 2 MECHANICAL
B28SMB GENM-DOOR REPAIR URGENT 2/24/12 NNMC-10 2 REPAIR
B28SLN GENM-REPAIR/REPLACE TOILET SEAT SERVICE 2/24/12 NNMC-10 1 REPAIR
B28SDL ELEC-REPLACE LIGHTS URGENT 2/24/12 NNMC-10 2 ELECTRICAL
B28SDX PLUM-RESEAL EYE WASH FAUCET SERVICE 2/24/12 NNMC-10 1 PLUMBING
B28SJH BKLT- LIGHTS URGENT 2/24/12 NNMC-10 3 STRUCTURAL
B28SG8 PTNG- PATCH AND PAINT SERVICE 2/24/12 NNMC-10 1 FCA_PAINT
B28SM6 PLUM - EYEWASH STATION - BLDG 10, RM 6122A URGENT 2/24/12 NNMC-10 2 PLUMBING
B29B6H GENM - TILE FLOOR - BLDG 10, RM 3166 SERVICE 2/29/12 NNMC-10 1 LABOR

B2983V
ELEC - AUTO DOORS WONT OPEN - BLDG 10, RMS 6130, 
6140

URGENT 2/28/12 NNMC-10 2 ELECTRICAL

B29855
GENM - AUTOMATIC CLOSER REMOVAL - BLDG 10, RMM 
5003

SERVICE 2/28/12 NNMC-10 1 LABOR

B2986H GENM - REPAIR TILE - BLDG 10, RM 6026 SERVICE 2/28/12 NNMC-10 1 REPAIR
B298FD LOCK - DOOR KNOB BROKEN - BLDG 10, RM 6116 SERVICE 2/28/12 NNMC-10 1 LOCKS
B29DNB PLUM- NO HOT WATER URGENT 3/2/12 NNMC-10 2 PLUMBING
B29DNG LOCK- REPAIR LOCK URGENT 3/2/12 NNMC-10 1 LOCKS
B29DSD ELEC- INSTALL WIRING FOR TV SERVICE 3/2/12 NNMC-10 1 ELECTRICAL
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B29TZC LOCK-075 DCN 3 CENTER SERVICE 3/13/12 NNMC-10 1 STRUCTURAL
B29VFW ELEC-RESTORE LIGHTS SERVICE 3/14/12 NNMC-10 1 ELECTRICAL
B29VH3 PLUM-CLOGGED ICE MACHINE URGENT 3/14/12 NNMC-10 2 PLUMBING
B29V67 HVAC-COLD TEMPERATURE URGENT 3/14/12 NNMC-10 2 HVAC
B29VNW ELEC - LIGHT FIXTURE - BLDG 1, NEAR 2486 SERVICE 3/15/12 NNMC-10 1 ELECTRICAL
B29TPV HVAC- O2 LEAK ON WALL URGENT 3/13/12 NNMC-10 2
B29NJY PLUM - FOUNTAIN MALFUNCTION SERVICE 3/8/12 NNMC-10 1 PLUMBING
B29NV2 ELEC - LIGHT OUT - BLDG 10, APU, RM 3010C URGENT 3/8/12 NNMC-10 2 ELECTRICAL
B29NX3 BKLG - LIGHTS OUT - BLDG 10, RM 3283 SERVICE 3/8/12 NNMC-10 1 ELECTRICAL
B29NKK ELEC-REPLACE LIGHT URGENT 3/8/12 NNMC-10 2 ELECTRICAL

B29VC7 GENM-Repair broken door and reattach door closers SERVICE 3/14/12 NNMC-10 1 REPAIR

B29VCD
ELEC - Investigate/Repair Electrical Shortage/ Reinstall 
Speaker System

SERVICE 3/14/12 NNMC-10 1 ELECTRICAL

B29VCN PLUM-Investigate/Repair Ceiling Leak SERVICE 3/14/12 NNMC-10 1 PLUMBING

B29MZJ EMSS-REFRIGERATOR ALARM URGENT 3/7/12 NNMC-10 2 UTILITY SYSTEMS

B29VHS GENM- TIGHTEN TOILET SEATS URGENT 3/14/12 NNMC-10 2 REPAIR
B29VJT LOCK- 083 PAD SERVICE 3/14/12 NNMC-10 1 STRUCTURAL
B29VRY HVAC-COLD TEMPERATURE URGENT 3/15/12 NNMC-10 2 HVAC
B29VSB HVAC-REPAIR AIR COMPRESSOR SERVICE 3/15/12 NNMC-10 1 HVAC
B29W4D BKLG-REPLACE LIGHTS SERVICE 3/15/12 NNMC-10 1 ELECTRICAL
B29VVX ELEC-MALFUNCTION HILLROM BELL URGENT 3/15/12 NNMC-10 2 ELECTRICAL
B29XFT GENM - SQUEAKY DOOR - BLDG 10, RM 5171 URGENT 3/16/12 NNMC-10 2
B29XH6 PLUM-REPAIR CLOGGED SINK URGENT 3/16/12 NNMC-10 2 PLUMBING
B29W54 GENM - OXYGEN LEAK - BLDG 10, RM 6022 URGENT 3/15/12 NNMC-10 4 HVAC
B29Z8Z PLUM-CLOGGED SINK SERVICE 3/19/12 NNMC-10 1 PLUMBING
B29ZZC LOCK-REPLACE CYPHER LOCK BATTERY SERVICE 3/20/12 NNMC-10 1 LOCKS
B2B6FL BKLG-REPLACE BURNED OUT LIGHTS SERVICE 3/26/12 NNMC-10 1 ELECTRICAL
B2B6HN ELEC-REPAIR PNEUMATIC TUBE SYSTEM SERVICE 3/26/12 NNMC-10 1 ELECTRICAL
B2B6JL PLUM- REPAIR CLOGGED TOILET URGENT 3/26/12 NNMC-10 2 PLUMBING
B2B6L3 PLUM-REPAIR ICE MACHINE LEAK URGENT 3/26/12 NNMC-10 2 PLUMBING
B2B6RM LOCKS - Repair Lock URGENT 3/26/12 NNMC-10 4 LOCKS
B2B6MX GENM-REPAIR DOOR HANDLE URGENT 3/26/12 NNMC-10 2
B2B6MY GENM-REPAIR DOOR HANDLE URGENT 3/26/12 NNMC-10 2 REPAIR
B2B6P7 LOCK-REPAIR MALFUNCTION LOCK URGENT 3/26/12 NNMC-10 2 LOCKS
B2B6X6 HVAC - TOO COLD - BLDG 10, 5 EAST, RM 5017 URGENT 3/27/12 NNMC-10 2 HVAC
B2B6Z4 GENM - DOOR HANDLE - BLDG 10, RM 6144 URGENT 3/27/12 NNMC-10 2 LOCKS

B2B72L
PLUM - REPAIR BROKEN PIPE - BLDG 10, HEALING 
GARDEN PATIO

URGENT 3/27/12 NNMC-10 2 PLUMBING

B2B74S PLUM - ICE MACHINE - BLDG 10, RM 4112 URGENT 3/27/12 NNMC-10 2 APPLIANCE
B2B77X GENM-REPAIR HOLE PATCH/PAINT SERVICE 3/27/12 NNMC-10 1 REPAIR
B2B75H PLUM - CLOGGED TOILET - BLDG 10, RM 1103 URGENT 3/27/12 NNMC-10 2 PLUMBING
B2BF2W ELEC-REPAIR/REPLACE LIGHT SWITCH URGENT 4/5/12 NNMC-10 2 ELECTRICAL
B2BFHJ ELEC-REPLACE CEILING LIGHTS SERVICE 4/6/12 NNMC-10 1 ELECTRICAL
B2BFHP GENM-REPAIR DRYWALL/CEILING TILES SERVICE 4/6/12 NNMC-10 1 REPAIR
B2BF6L GENM-REPAIR FIRE DOOR/TV MOUNTS URGENT 4/6/12 NNMC-10 2 REPAIR

B2BHC2 PLUM - REWORK CLOGGED TOILET - BLDG 10, RM 1103 URGENT 4/9/12 NNMC-10 2 PLUMBING

B2BDT2 LOCK-REPLACE BATTERIES FOR CIPHER LOCK URGENT 4/5/12 NNMC-10 2 LOCKS

B2BHDJ PLUM - TOILET / SINK - BLDG 10, 5-Center, RM 5183 URGENT 4/9/12 NNMC-10 2 PLUMBING

B2BHF6 PLUM/ELEC - SINK & LIGHT FIX - BLDG 10, RM 6161 SERVICE 4/9/12 NNMC-10 1 PLUMBING
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B2BL8B ELEC- 2 FLUORESCENT LIGHTS OUT - BLDG 10, RM 4216 URGENT 4/17/12 NNMC-10 2 ELECTRICAL

B2BN4R GENM-REPAIR JAMB HANDLE ON MORTISE LOCK SERVICE 4/20/12 NNMC-10 1 REPAIR

B2BMKX
PLUM - BAD ODOR IN SINK - BLDG 10, RM 6023 (NURSE 
STATION)

URGENT 4/19/12 NNMC-10 2 PLUMBING

B2BLWH
PLUM/ELEC- CLOGGED TOILET/LIGHT OUT - BLDG 10, 
RM 2011

URGENT 4/18/12 NNMC-10 2 PLUMBING

B2BMNL PLUM-REPAIR WATER FOUNTAIN LEAK SERVICE 4/20/12 NNMC-10 1 PLUMBING
B2BMNZ PLUM-REPAIR  CLOGGED TOILET URGENT 4/20/12 NNMC-10 2 PLUMBING
B2BMP7 GENM-REPAIR BROKEN SHOWER HEAD SERVICE 4/20/12 NNMC-10 1 REPAIR
B2BMVN GENM-BROKEN LIGHT COVER/ICE MACHINE SERVICE 4/20/12 NNMC-10 1 REPAIR
B2BLWT BKLG-REPLACE BURNED OUT LIGHTS SERVICE 4/18/12 NNMC-10 1 ELECTRICAL
B2BN2S LOCK-HEALING GARDEN SERVICE 4/19/12 NNMC-10 1 LOCKS
B2BN3T PLUM - DRIPPING TOILET - BLDG 10, RM 4252 URGENT 4/20/12 NNMC-10 2 PLUMBING

B2BLTV
HVAC - SERVICE PNEUMATIC AIR SYSTEM - BLDG 10, RM 
0103

URGENT 4/18/12 NNMC-10 2 HVAC

B2BPR5 LOCK - BACKING TO DEADBOLT - BLDG 10, RM 1014 SERVICE 4/25/12 NNMC-10 1 LOCKS
B2BPGV LOCK - BROKEN CIPHER LOCK - BLDG 10, RM 5129 URGENT 4/25/12 NNMC-10 2 LOCKS
B2BPZH GENM-REPAIR DOOR SERVICE 4/26/12 NNMC-10 1 REPAIR
B2BTGS PLUM-FAUCET LEAK/SHOWER/LOCK SERVICE 4/30/12 NNMC-10 1 PLUMBING
B2BTHH BKLG-REPLACE BURNED OUT LIGHT SERVICE 4/30/12 NNMC-10 1 ELECTRICAL

B2BTV6
GENM-REPAIR CYPHER LOCK/MOUNT 
THERMOSTAT/REPLACE LIGHTS

URGENT 5/1/12 NNMC-10 REPAIR

B2BTPR BKLG-REPLACE BURNED OUT LIGHTS B-10 SERVICE 5/1/12 NNMC-10 1 ELECTRICAL
B2BTP8 PLUM-CLOGGED TOILET URGENT 5/1/12 NNMC-10 2 PLUMBING
B2BY25 PLUM - ICE MACHINE LEAK - BLDG 10, RM 4112 URGENT 5/7/12 NNMC-10 2 APPLIANCE

B2BTSB
HVAC-RESTORE PROPER OPERATION TO HVAC SYSTEM B-
10 ROOM # 1227

SERVICE 5/1/12 NNMC-10 1 HVAC

B2C6MM
PLUM-B-10 ROOM # 4167 REPAIR CLOGGED ICE 
MACHINE

SERVICE 5/14/12 NNMC-10 1 REPAIR

B2BW6G
GENM- B-10 ROOM # 7068, 4166 REPAIR BROKEN 
TOILET SEAT

URGENT 5/3/12 NNMC-10 2 REPAIR

B2BWBF GENM-B-10 ROOM # 4295 PATCH AND PAINT WALL SERVICE 5/3/12 NNMC-10

B2BW9M
SYSTEM- (ALARMS) - B-10 ROOM # 2ND FLOOR EXIT 
DOOR LEADING TO B-55 MECHANICAL ROOM 
ALARMING.

URGENT 5/3/12 NNMC-10 2 ELECTRICAL

B2BWCD
LOCK - CHANGE COMBINATION - BLDG 10, Patient 
Accounts, RM 1115

SERVICE 5/3/12 NNMC-10 1 LOCKS

B2BY6X
GENM - SLAMMING DOOR - PATIENT ROOM - BLDG 10, 
RM 4226

URGENT 5/7/12 NNMC-10 2 STRUCTURAL

B2BXX9
NURSE CALL SYS - DIAGNOSTIC CHECK - BLDG 10, 4 EAST, 
NURSE STATION

SERVICE 5/7/12 NNMC-10 1 ELECTRICAL

B2BY55
ELEC-B-10 ROOM # 3 CENTER 3RD FLOOR/ROOM # 3017 - 
REPAIR CALL BELL SYSTEM NOT LOCATING STAFF/REPAIT 
ELECTRICAL WIRES EXPOSED FROM CEILING

URGENT 5/7/12 NNMC-10 2 ELECTRICAL

B2C4WR PLUM/HVAC - HW LEAK / RPR AHU'S IN MER 0103 URGENT 5/9/12 NNMC-10 2 HVAC

B2C53G
PLUM - CLOGGED TOILET IN PATIENT ROOM - BLDG 10, 
RM 4033

URGENT 5/9/12 NNMC-10 2 PLUMBING

B2C54R
PTNG - NEEDS TOUCH UP PAINTING - BLDG 10, RMS 
7065, 7139

SERVICE 5/9/12 NNMC-10 1 FCA_PAINT
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B2C53C
HVAC-HOT TEMPERATURE B-10 ROOM # 2003 AND 
2008/ B-10 ROOM # CLOSE TO ROOM 2003 REPAIR 
WATER FOUNTAIN.

URGENT 5/9/12 NNMC-10 HVAC

B2C5HK
HVAC-B-10 ROOM # 3120B REPAIR AIR HANDLER UNIT # 
6

URGENT 5/10/12 NNMC-10 2 HVAC

B2C5S2 PLUM - LOOSE TOILET SEAT - BLDG 10, RM 3147 URGENT 5/10/12 NNMC-10 2 REPAIR

B2C7KX
ELEC-B-10 ROOM # 7216 REPAIR HANGING WIRES, B-10 
ROOM # 4232,4230,4228,4021,4107 REPLACE BURNED 
OUT LIGHTS

SERVICE 5/15/12 NNMC-10 2 ELECTRICAL

B2C7MH

ELEC- B-10 ROOM # 7142 REPLACE BURNED OUT LIGHTS, 
B-10 ROOM # 7014D - REPAIR DOOR ALARM/ B-10 
ROOM # 3 EAST ENTIRE FLOOR - INSTALL TOILET SEAT 
COVER

SERVICE 5/15/12 NNMC-10 2 ELECTRICAL

B2C8B5 GENM-B-10 ROOM # 5084 REPAIR BROKEN TOILET SEAT SERVICE 5/16/12 NNMC-10 2 REPAIR

B2C9NM
HVAC - TOO COLD IN PATIENT ROOM - BLDG 10, RM 
5010

URGENT 5/17/12 NNMC-10 3 HVAC

B2C9RC
HVAC-EXHAUST FAN 5B BELTS ARE BROKEN FAN NOT 
SPINNING.

URGENT 5/17/12 NNMC-10 3 HVAC

B2C7NX CALL BELL SYS - MALFUNCTION - BLDG 10, RM 5105 URGENT 5/15/12 NNMC-10 3 ELECTRICAL
B2C83N PLUM-B-10 ROOM # 6151 REPAIR SINK DRAIN SERVICE 5/16/12 NNMC-10 2 PLUMBING

B2C887 HVAC - TOO HOT - NURSE STATION - BLDG 10, RM 3018 SERVICE 5/16/12 NNMC-10 2 HVAC

B2C7VX
CALL BELL SYS - NEEDS 3 CALL BELLS - BLDG 10, RMS 
5165, 5066, 5084

SERVICE 5/16/12 NNMC-10 2 ELECTRICAL

B2C7YZ CALL BELL SYS - NOT WORKING IN BLDG 10, RM 5004 URGENT 5/16/12 NNMC-10 3 ELECTRICAL

B2C9FM
HVAC - RPR VFD DRIVE SERVING RF#6 - BLDG 10, RM 
0103

URGENT 5/17/12 NNMC-10 3 HVAC

B2C9K8 PLUM - SINK BACKING UP - BLDG 10, RM 5147 URGENT 5/17/12 NNMC-10 3 PLUMBING

B2C9NB
HVAC - MEDICATION REFRIGE TOO HOT - BLDG 10, RM 
4165

URGENT 5/17/12 NNMC-10 3 HVAC

B2CF7N ELEC-LIGHT TOO BRIGHT, REPLACE LIGHTBULBS URGENT 5/22/12 NNMC-10 4 ELECTRICAL

B2CF6K
HVAC - TOO COLD IN PATIENT ROOM - BLDG 10, RM 
5006

URGENT 5/22/12 NNMC-10 3 HVAC

B2CFDH
GENM - OR DOOR WON'T CLOSE ENTIRELY - BLDG 10, 
RM 6036

URGENT 5/22/12 NNMC-10 3 REPAIR

B2CLRD
HVAC-B-10 ROOM # 3 EAST WARD (WHOLE WARD) 
COLD TEMPERATURE

URGENT 6/4/12 NNMC-10 3 HVAC

B2CK8V BKLG - LIGHTS OUT - BLDG 10, RM 1115, 6049 SERVICE 5/30/12 NNMC-10 2 ELECTRICAL

B2CK8Z LOCK - CHANGE COMBINATION - BLDG 10, RM 1115 SERVICE 5/29/12 NNMC-10 2 LOCKS

B2CK93
PLUM - SPRAYER IN BATHROOM LEAKING - BLDG 10, RM 
6030

SERVICE 5/29/12 NNMC-10 2 PLUMBING

B2CK9G ELEC/PATCH & PAINT - BLDG 10, RMS 7070, 7071, 7069 SERVICE 5/29/12 NNMC-10 2 FCA_PAINT

B2CK9M
GENM - BROKEN DOOR HANDLE - LEFT SIDE - BLDG 10, 
RM 4132

SERVICE 5/29/12 NNMC-10 2 LOCKS

B2CKDJ PLUM - SINK LEAKS ALL OVER COUNTER TOP URGENT 5/30/12 NNMC-10 3 PLUMBING

B2CKFT
CALL BELL ALARM - SYSTEM ALERT - BLDG 10, NURSE 
STATION, RM 7111

URGENT 5/30/12 NNMC-10 3 ELECTRICAL

B2CK38 PLUM - CLOGGED TOILET / STALL DOOR BROKEN SERVICE 5/29/12 NNMC-10 3 LOCKS
B2CKNG Lock- Change Safe combination SERVICE 5/30/12 NNMC-10 4 LOCKS
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B2CKMV HVAC-MEASURE EXHAUST FAN AND SUPPLY FLOW URGENT 5/30/12 NNMC-10 3 HVAC
B2CKN4 ELEC-DOOR SWITCH INOPERABLE SERVICE 5/30/12 NNMC-10 4 ELECTRICAL
B2CK88 CALL BELL SYSTEM - BLDG 10, RMS 4011, 4023 URGENT 5/29/12 NNMC-10 3 ELECTRICAL
B2CK8C HVAC - NO AIRFLOW - BLDG 19, RMS 1060, 1220 URGENT 5/29/12 NNMC-10 3 HVAC

B2CKL7
HVAC - MEASURE AND REPORT SUPPLY - BLDG 10, RM 
3120B

URGENT 5/30/12 NNMC-10 3 HVAC

B2CKS5 HVAC - WAY TOO HOT - BLDG 10, RM 3003 URGENT 5/29/12 NNMC-10 3 HVAC
B2CKML HVAC-TOO HOT URGENT 5/30/12 NNMC-10 3 HVAC

B2CNBW
REPAIR 6 CEILING LIGHT FIXTURES - BLDG 10, NEAR 
0100A (DOUBLE DOOR AREA)

SERVICE 6/6/12 NNMC-10 2 ELECTRICAL

B2CNCJ
PTNG/BKCT - PATCH & PAINT - BLDG 10, RM 0100A 
(DOUBLE DOOR)

SERVICE 6/6/12 NNMC-10 2 FCA_PAINT

B2CMY3
ELEC-Bldg. 10, Rm. 6120A. Cipher lock is broken, needs 
to be fixed. Rm. 6033, handicap button is broken, needs 
to be fixed.

URGENT 6/5/12 NNMC-10 3 ELECTRICAL

B2CM4P
GENM-B-10 ROOM # 4069 REPAIR/REPLACE DOOR 
HANDLE

SERVICE 6/4/12 NNMC-10 2 REPAIR

B2CM9K
GENM-B-10 ROOM # ADJACENT TO 6130 - REPAIR MAIN 
ENTRANCE DOOR.

SERVICE 6/5/12 NNMC-10 2 REPAIR

B2CNF8 PLUM - BROKEN TOILET - BLDG 10, RM 3004 URGENT 6/6/12 NNMC-10 3 PLUMBING

B2CNH8
PLUM - ICE MACHINE NOT WORKIJNG - BLDG 10, NEAR 
6043

URGENT 6/6/12 NNMC-10 3 APPLIANCE

B2CS35
PLUM/GENM - B-10 ROOM # 4153- CEILING LEAK. B-10 
ROOM # 4001 REPAIR DOOR HANDLE,B-10 ROOM 
3117/3119 REPAIR DRYWALL.

URGENT 6/11/12 NNMC-10 3 PLUMBING

B2CMKB PLUM-B-10 ROOM # 4128 - REPAIR ICE MACHINE LEAK URGENT 6/5/12 NNMC-10 3 PLUMBING

B2CM2Y
PLUM-Bldg. 10, water leaking from hallway in basement 
by west elevator.

URGENT 6/4/12 NNMC-10 3 PLUMBING

B2CN8Y
ELEC - LIGHTS OUT IN PATIENT ROOMS - BLDG 10, RMS 
5068, 5173, 5179

URGENT 6/6/12 NNMC-10 3 ELECTRICAL

B2CN9K ELEC - LIGHTS OUT - BLDG 10, CLARK AUDITORIUM URGENT 6/6/12 NNMC-10 3 ELECTRICAL

B2CRMZ
HVAC-Bldg. 10, Rm. 5124. Room is too cold, thermostat 
is broken.

URGENT 6/11/12 NNMC-10 3 HVAC

B2CRRZ HVAC-Bldg. 10, Rm. 4033. Room is too hot. URGENT 6/11/12 NNMC-10 3 HVAC
B2CRWG GENM-Bldg. 10, Rm. 7127. Install door closure. SERVICE 6/11/12 NNMC-10 1 REPAIR

B2CS3B

GENM-B-10 ROOM # 7034 - ADJUST DOOR CLOSER 
ROOM # 7037 - LOWER THE SOUND INSIDE THE CYPHER 
LOCK. B-10 ROOM # 6151B/5003 - REPLACE BURNED 
OUT LIGHTS.

SERVICE 6/11/12 NNMC-10 2 REPAIR

B2CRNJ
GENM-Bldg. 10, Rms. 110 and 119. Lights burned-out, 
need to be replaced.

URGENT 6/11/12 NNMC-10 3 REPAIR

B2CNXG GENM-B-10 ROOM # 7003 - REPAIR BROKEN DOOR LOCK URGENT 6/7/12 NNMC-10 3 REPAIR

B2CNXX

GENM- B-10 ROOM # 5C22 - REPAIR SQUEAKING DOOR. 
ELEC- B-10 ROOM # 4011 - REPAIR LOOSE CALL BELL 
CONNECTION,B-10 ROOM # 4025/4007 REPLACE 
LIGHTS.

URGENT 6/7/12 NNMC-10 3 ELECTRICAL

B2CRD5 ELEC - PULL STRING LIGHT SWITCHES NOT WORKING SERVICE 6/8/12 NNMC-10 2 ELECTRICAL

B2CM8M
HVAC - REPAIR AHU'S SERVING BLDG 10 - BLDG 10, RM 
0103

URGENT 6/5/12 NNMC-10 3 HVAC

B2CNVD GENM-B-10 ROOM # 7218 - DOOR WILL NOT LOCK. SERVICE 6/7/12 NNMC-10 2 REPAIR
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B2CRF2
PLUM - SHOWER HEAD / BLACK MOLD - BLDG 10, RM 
5080

SERVICE 6/8/12 NNMC-10 2
ENVIRONMENTA

L
B2CTF9 ELEC - TV SWING ARM - BLDG 10, 5082 SERVICE 6/13/12 NNMC-10 2 ELECTRICAL
B2CTGF PTNG - PATCH & PAINT - BLDG 10, RM 4295 SERVICE 6/13/12 NNMC-10 2 FCA_PAINT
B2CSV2 HVAC-TOO HOT IN PATIENT ROOM URGENT 4/14/12 NNMC-10 3 HVAC
B2CSV6 GENM-DOOR TO UNIT WON'T CLOSE. URGENT 4/15/12 NNMC-10 3 REPAIR
B2CSVJ HVAC-TOO HOT. URGENT 4/13/12 NNMC-10 3 HVAC
B2CSWH BKCT - REPLACE CEILING TILES - BLDG 10, RM 3137 SERVICE 6/12/12 NNMC-10 2 LABOR

B2CSWT
HVAC - TOO COLD IN PATIENT ROOMS - BLDG 10, RMS 
7041, 7043

URGENT 6/12/12 NNMC-10 3 HVAC

B2CSZB
GENM-Bldg. 10, Rm. 5056. Repair/replace curtain hooks 
for patient privacy.

SERVICE 6/13/12 NNMC-10 2 REPAIR

B2CT5W
GENM-Bldg. 10, 6th floor, Rm. 6159. White board needs 
to be hung on wall.

SERVICE 6/13/12 NNMC-10 2 REPAIR

B2CSVZ
HVAC-B-10 ROOM # 0103  - UNSTOP FLOOR DRAW BY 
AHU-2.

URGENT 6/12/12 NNMC-10 3 HVAC

B2CT6D
PLUM-B-10 ROOM # 6037 - REPAIR LEAK FROM LIGHT 
FIXTURE.

URGENT 6/6/12 NNMC-10 3 PLUMBING

B2CTD5
GENM-B-10 ROOM # 7239 - LOUD NOISE FROM THE 
CEILING.

URGENT 6/13/12 NNMC-10 3 REPAIR

B2CT6M
HVAC-B-10 ROOM # 6142 - LOUD SCREESCHING NOISE 
FROM THE CEILING.

SERVICE 6/9/12 NNMC-10 2 HVAC

B2CSSC PLUM-B-10 ROOM # 7135 - REPAIR CLOGGED TOILET. URGENT 6/12/12 NNMC-10 3 PLUMBING

B2CXKJ LOCK - Core spins inside lock - BLDG 10, RM 5104 SERVICE 6/19/12 NNMC-10 2 LOCKS
B2CX7R ELEC-REPAIR CALL BELL SYSTEM B-10 ROOM # 5068 URGENT 6/19/12 NNMC-10 3 ELECTRICAL

B2CX8C
ELEC/PLUM/GENM - B-10 ROOM # 3013 FAUCET 
LEAK,3010 REPAIR CALL BELL,3007 REPAIR/REPLACE 
FLOOR TILES

URGENT 6/19/12 NNMC-10 3 ELECTRICAL

B2CX8J
PLUM-B-10 ROOM # 3017 - REPAIR CLOGGED ICE 
MACHINE.

SERVICE 6/19/12 NNMC-10 2 PLUMBING

B2CXHK HVAC - WAY TOO HOT - BLDG 10, RM 7137 URGENT 6/19/12 NNMC-10 3 HVAC

B2CX27
GENM-Bldg. 10, Rm. 4295. Room has positive pressure 
according to gauge measuring room pressure. Needs to 
be positive pressure.

URGENT 6/19/12 NNMC-10 3 REPAIR

B2CX4H
LOCKS-Bldg. 10, Rm. 3166. KEYPAD TO THE CLEAN 
UTILITY IS BROKEN-PATIENT ISSUE.

URGENT 6/19/12 NNMC-10 3 LOCKS

B2CX5X PLUM-B-10 ROOM # 5048 - REPAIR SINK LEAK. URGENT 6/19/12 NNMC-10 PLUMBING

B2CX5P BKLG-Bldg. 10, Rm. 6169. Relamping in patient room. SERVICE 6/19/12 NNMC-10 2 REPAIR

B2CX5V HVAC-Bldg. 10, 5E, Rm. 5016. Room is too cold. URGENT 6/19/12 NNMC-10 3 HVAC

B2CX6X
GENM-Bldg. 10, Rm. 3241. Oxygen machine is 
malfunctioning.

URGENT 6/19/12 NNMC-10 3 REPAIR

B2CWY2 PLUM - LEAKY FAUCET - BLDG 10, RM 4966 SERVICE 6/18/12 NNMC-10 2 PLUMBING

B2CWJC
BKLG - CLINIC RESTROOM LIGHT OUT - BLDG 10, RM 
6165I

URGENT 6/18/12 NNMC-10 3 ELECTRICAL

B2CWLJ
BKLG - PATIENT BATHROOM LIGHT OUT - BLDG 10, RM 
5074

URGENT 6/18/12 NNMC-10 3 ELECTRICAL

B2CX7D
GENM-Bldg. 10, Rm. 4254. ALARM GOING OFF NO 
PRESSURE IN ROOM.

URGENT 6/19/12 NNMC-10 3 REPAIR

B2CX7H
ELEC-Bldg. 10, Rm. 5072. CALL BELL SYSTEM WILL NOT 
TURN OFF

URGENT 6/19/12 NNMC-10 3 ELECTRICAL



J-1502000-05 Historical Service Orders FY12
DEFENSE HEALTH AGENCY

172 of 322

Work 
Order

Description Sub Work Type Location Priority Failure Class
Reported 

Date

B2CX8D BKLG-Bldg. 10, Rm. 6133. Bathroom light not working. SERVICE 6/19/12 NNMC-10 2 REPAIR

B2CX8N
HVAC-Bldg. 10, 4th Floor, Nurse's Station. Cold 
temperature.

SERVICE 6/19/12 NNMC-10 2 HVAC

B2D53T
ELEC-B-10 4TH FLOOR COMMON AREAS 
4056,4239,4126A. - RESTORE PROPER OPERATION OF 
AREA LIGHTS.

URGENT 6/26/12 NNMC-10 3 ELECTRICAL

B2D54J HVAC-B-10 ROOM # 6142 - HOT TEMPERATURE URGENT 6/26/12 NNMC-10 3 HVAC

B2D4W7
GENM-Bldg. 10, Doorway to APU, #3011, 3E. Door is 
fireway exit, takes too much force to open.

SERVICE 6/25/12 NNMC-10 2 REPAIR

B2D54S
GENM-Bldg. 10, 5th Floor, 5 Center, Rooms 12 and 14. 
Rooms have negative pressure, currently holding 
patients susceptible to airborne diseases.

URGENT 6/26/12 NNMC-10 3 HVAC

B2D4SG GENM-B-10 ROOM # 6116 - REPAIR DOOR. SERVICE 6/25/12 NNMC-10 2 REPAIR
B2D58H PLUM-Bldg. 10, Rm. 7069. Shower head broken. URGENT 6/26/12 NNMC-10 3 PLUMBING

B2D4YG
GENM-Bldg. 10, Rooms 365 and 360. Toilet seats are 
broken and significantly affect patient safety.

URGENT 6/25/12 NNMC-10 3 REPAIR

B2FB3N
GENMB-10 ROOM # 1ST FLOOR CDO DESK OFFICE - 
MOUNT BIG TV

SERVICE 6/29/12 NNMC-10 2 REPAIR

B2FB42
PLUM-B-10 ROOM # 2117 - REPAIR SINK CONTINOUSLY 
RUNNING.

URGENT 6/29/12 NNMC-10 3 PLUMBING

B2FB78 Lock- B-10, 6120A, 6120 SERVICE 6/29/12 NNMC-10 4 LOCKS

B2DZMB GENM-B-10 ROOM # 7072 - REPAIR LOOSE TOILET SEAT. SERVICE 6/28/12 NNMC-10 2 REPAIR

B2DZXG
ELEC-B-10 ROOM # 3RD FLOOR 3 CENTER WARD. 
NURSING STATION.REPAIR CALL BELL.

URGENT 6/28/12 NNMC-10 3 ELECTRICAL

B2FB6F
LOCKS-Bldg. 10, Rm. 4169. Install cypher lock on door to 
supply room. Security issue.

URGENT 6/29/12 NNMC-10 3 LOCKS

B2F87K HVAC-ROOMS TOO HOT. URGENT 5/6/12 NNMC-10 3 HVAC

B2FVTG BKLG - FLUORECENT LIGHTS OUT - BLDG 10, RM 6003 SERVICE 7/10/12 NNMC-10 2 ELECTRICAL

B2FVRR ELEC - AUTO-DOOR NOT WORKING - BLDG 10, 6033 URGENT 7/10/12 NNMC-10 3 ELECTRICAL

B2FVRV
PLUM-B-10 ROOM # 2011 LADIES RESTROOM - TOILET 
STOPPED UP

URGENT 7/10/12 NNMC-10 3 PLUMBING

B2FTY2
B-10 ROOM # 2117 - REPAIR CLOGGED HANDICAPP 
TOILET

SERVICE 7/9/12 NNMC-10 2 PLUMBING

B2FSYS
HVAC-Bldg. 10, 6th Floor, Main OR, Rm. 6020. Temp. 
needs to be lowered 5 degrees.

URGENT 7/9/12 NNMC-10 3 HVAC

B2FT2M
BKLG-Bldg. 10, 7E, Rm. 7071. Track lightbulbs need to be 
replaced. Patient room.

URGENT 7/9/12 NNMC-10 3 REPAIR

B2FT5P HVAC-Bldg. 10, Rm. 6041. A/C not working. SERVICE 7/9/12 NNMC-10 2 HVAC

B2FT7X
GENM-Bldg. 10, Rm. 7064. Remove television and 
mounting frame from wall.

URGENT 7/9/12 NNMC-10 3 REPAIR

B2FTSY
LOCKS-Bldg. 10, Rm. 6154. Cipher lock is broken. Locks 
by itself when programmed to do otherwise.

SERVICE 7/9/12 NNMC-10 2 LOCKS

B2FTT4
HVAC-Bldg. 10, Rm. 5024. Room is too cold, monitor is 
borken.

SERVICE 7/9/12 NNMC-10 2 HVAC

B2FTZV HVAC-Bldg. 10, Rm. 6041. A/C not working. URGENT 7/9/12 NNMC-10 3 HVAC

B2FVJ3 ELEC10 ROOM # 5084 - REPLACE BURNED OUT LIGHTS URGENT 7/10/12 NNMC-10 3 ELECTRICAL
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B2FVF9
ELEC-B-10 ROOM # 6014 - REPAIR/REPLACE ELECTRICAL 
SWITCH

SERVICE 7/10/12 NNMC-10 2 ELECTRICAL

B2FZBF
PLUM-B-10 ROOM # 5018 - REPAIR FAUCET LEAK AND 
BURNED OUT LIGHTS.

URGENT 7/16/12 NNMC-10 3 PLUMBING

B2FYW4 PLUM - ACTIVE CEILING LEAK -  BLDG 10, CLOSE TO 3147 URGENT 7/16/12 NNMC-10 3 PLUMBING

B2FYYB LOCK - REPLACE CORE - BLDG 10, RM 1005A URGENT 7/16/12 NNMC-10 3 LOCKS

B2FZCK
ELEC - NURSE CALL LIGHT STUCK IN ON POSITION - BLDG 
10, RM 4256

URGENT 7/16/12 NNMC-10 3 ELECTRICAL

B2FZ7D HVAC-TOO COLD IN PATIENT ROOM URGENT 5/19/12 NNMC-10 1 HVAC
B2FZ7L PLUM-SHOWER CLOGGED IN PATIENT ROOM URGENT 5/19/12 NNMC-10 1 PLUMBING
B2FYZN B-10 ROOM # 2117 - REPAIR RUNNING FAUCET URGENT 7/16/12 NNMC-10 3 PLUMBING

B2FZ5G
GENM-Bldg. 10, 4th Floor, Rm. 4152. Hole in floor, 
please fill/fix.

SERVICE 7/16/12 NNMC-10 2 REPAIR

B2FZ5V
GENM-Bldg. 10, Rm. 3139. Rehang art frame that came 
out of wall. Frame is located in Rm. 3159.

SERVICE 7/16/12 NNMC-10 2 REPAIR

B2FZ6P GENM-DOUBLE DOORS WILL NOT OPEN URGENT 5/17/12 NNMC-10 1 REPAIR
B2FZ6V HVAC-TOO COLD URGENT 5/18/12 NNMC-10 1 HVAC
B2FZ76 HVAC-TOO HOT URGENT 5/18/12 NNMC-10 1 HVAC

B2FZ89 ELEC - NO POWER TO TV OUTLET - BLDG 10, RM 5117E SERVICE 7/16/12 NNMC-10 2 ELECTRICAL

B2GJX2 ELEC-B-10 ROOM # 1008E AND 1008G - NO POWER URGENT 7/20/12 NNMC-10 3 ELECTRICAL
B2GJYB B-10 ROOM # 5072 - CALL BELL MALFUNCTION URGENT 7/20/12 NNMC-10 3 ELECTRICAL
B2GK65 HVAC-B-10 ROOM # 5010 - HOT TEMPERATURE URGENT 7/20/12 NNMC-10 3 HVAC

B2GJP4
CALL BELL - ALARM WON'T TURN OFF - PATIENT CARE - 
BLDG 10, RM 5072

URGENT 7/19/12 NNMC-10 3 ELECTRICAL

B2GLT6 PLUM-LEAK FROM SUPPLY PIPE IN CEILING URGENT 7/25/12 NNMC-10 3 PLUMBING
B2GM82 B-10 ROOM # 3018 - REPAIR DOOR HANDLE SERVICE 7/25/12 NNMC-10 2 REPAIR

B2GN6J
PLUM - SERVICE PUBLIC BATHROOMS - BLDG 10, RMS 
1017, 1016, 2011, 2012

SERVICE 7/27/12 NNMC-10 2 PLUMBING

B2GN9Z
ELEC B-10 ROOM  NURSING STATION 5TH FLOOR 5-EAST 
- PNEUMATIC TUBE SYSTEM NOT WORKING.

URGENT 7/27/12 NNMC-10 3 ELECTRICAL

B2GN7P PTNG - PATCH & PAINT - BLDG 10, RM 4286 SERVICE 7/27/12 NNMC-10 2 FCA_PAINT

B2GN3M
PLUM- B-10 ROOM # 6019 - ICE MACHINE NOT 
DRAINING

URGENT 7/27/12 NNMC-10 3 PLUMBING

B2GM72 B-10 ROOM # 5171 - SINK LEAK SERVICE 7/25/12 NNMC-10 2 PLUMBING

B2GVBM
LOCK - BATHROOM DOOR LOCK FALLING OFF - BLDG 10, 
RM 7226A

URGENT 7/31/12 NNMC-10 3 LOCKS

B2GX6G
HVAC-B-10 ROOM # 4218 - HOT TEMPERATURE,B-10 
ROOM # 4284 - PATCH AND PAINT WALL.B-10 ROOM # 
6111 - REPAIR CEILING LEAK

URGENT 8/1/12 NNMC-10 3 HVAC

B2GXM2 HVAC - TUBE SYS DOWN - BLDG 10, RM 5013 URGENT 8/2/12 NNMC-10 3 HVAC
B2GXFN PLUM-B-10 ROOM # 7138 - REFRIGERATOR LEAK. SERVICE 8/2/12 NNMC-10 2 PLUMBING
B2H7PV Locks- Rpl Cores and povide temp keys SERVICE 8/10/12 NNMC-10 4 LOCKS
B2H55L PLUM- CLOGGED SINK URGENT 8/6/12 NNMC-10 4 PLUMBING

B2H5SR HVAC - TOO HOT IN MICC ROOM - BLDG 10, RM 6042 URGENT 8/7/12 NNMC-10 3 HVAC

B2H65V GENM - REPAIR DOORS - BLDG 10, RMS 3279, 3284 URGENT 8/8/12 NNMC-10 3 STRUCTURAL
B2H6JB HVAC-B-10 ROOM # 4077 - HOT TEMPERATURE URGENT 8/9/12 NNMC-10 3 HVAC
B2H6GW PLUM - CLOGGED SINK - BLDG 10, RM 6122A SERVICE 8/8/12 NNMC-10 2 PLUMBING

B2H6FC
BKLG - LIGHT OUT IN PATIENT BATHROOM - BLDG 10, 
RM 6012

URGENT 8/8/12 NNMC-10 3 ELECTRICAL
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B2H6GJ
PLUM - WATER TOO COLD - INPATIENT PEDS WARD - 
BLDG 10, RM 3143

URGENT 8/8/12 NNMC-10 3 PLUMBING

B2HP4M
HVAC - TOO HOT - PATIENT ROOM - BLDG 10, 4C, RM 
4260

URGENT 8/16/12 NNMC-10 3 HVAC

B2HPG8 PLUM-B-10 ROOM # 5064 - REPAIR CLOGGED SINK. URGENT 8/16/12 NNMC-10 3 PLUMBING

B2HPKR
LOCK - CHANGE CYLINDER CIPHER LOCK CODE - BLDG 10, 
RM 5180

SERVICE 8/17/12 NNMC-10 2 LOCKS

B2HNW2 PLUM - LOW WATER PRESSURE - BLDG 60, 219E URGENT 8/15/12 NNMC-10 3 PLUMBING
B2HPP3 HVAC - ADJUST CFM SUPPLY - BLDG 10, RM 3166C SERVICE 8/17/12 NNMC-10 2 HVAC

B2HPK9
GENM-B-10 DOOR CLOSE TO ROOM # 1005 - REPAIR 
DOOR MAKING LOUD NOISE

SERVICE 8/17/12 NNMC-10 2 REPAIR

B2HPGK
ELEC - LOSS OF POWER - WILLIAM 3 - BLDG 10, MAIN 
LOBBY

URGENT 8/16/12 NNMC-10 3 ELECTRICAL

B2HPNT
PLUM - SEWAGE ISSUE - REQUESTED BY FIRE DEPT - 
BLDG 10, 4E

URGENT 8/17/12 NNMC-10 3 PLUMBING

B2HPMD PLUM-B-10 ROOM # 6103 - SEWAGE SMELL SERVICE 8/17/12 NNMC-10 PLUMBING
B2HP3R HVAC-B-10 ROOM # 4290 - HOT TEMPARATURE URGENT 8/16/12 NNMC-10 3 HVAC

B2HP65
PLUM-B-10 ROOM # ACROSS FROM ROOM 4043 - 
CEILING LEAK

URGENT 8/16/12 NNMC-10 3 PLUMBING

B2HNVM
GENM-B-10 ROOM # 2243 - REPAIR HOLE IN 
WALL/PATCH AND PAINT.

SERVICE 8/15/12 NNMC-10 2 REPAIR

B2HPCD
PLUM - WATER POOLING IN CEILING - NEAR LIGHT - 
BLDG 10, 4C, NURSE STATION

URGENT 8/16/12 NNMC-10 3 PLUMBING

B2HVJR
HVAC - TOO COLD - PATIENTS COMPLAINING - BLDG 10, 
RMS 3233, 3239

URGENT 8/23/12 NNMC-10 3 HVAC

B2HVLT
BKLG - LIGHT OUT - PUBLIC RESTROOM - TOTALLY DARK - 
BLDG 10, RM 5164

URGENT 8/23/12 NNMC-10 3 ELECTRICAL

B2J2HZ RPR SF#5 AND RF#5 IN B-10, MER 0103 URGENT 8/23/12 NNMC-10 3 HVAC
B2HVH8 LOCKS-B-10 ROOM # 1115 - REPAIR DOOR LOCK URGENT 8/23/12 NNMC-10 3 LOCKS

B2JLKT
LOCK - DOOR WON'T LATCH - CREEPS OPEN - BLDG 10, 
RM 5034

URGENT 8/30/12 NNMC-10 3 STRUCTURAL

B2JL6G
BKCT/GENM/ELEC/HVAC - MULTIPLE ISSUES - BLDG 10, 
RMS 4021, 4023, 4218, 4220

URGENT 8/30/12 NNMC-10 3 ELECTRICAL

B2JL7S
ELEC - BROKEN LIGHT SWITCH - WON'T TOGGLE - BLDG 
10, NEAR 3230A (STAIRWELL)

SERVICE 8/30/12 NNMC-10 2 ELECTRICAL

B2JM6H PLUM-SHOWER CLOGGING URGENT 8/31/12 NNMC-10 3 PLUMBING
B2JLML Lock-B-10- RM-2127 Repair lock SERVICE 8/30/12 NNMC-10 2 LOCKS

B2JM6G
GENM/PTNG-B-10-RM-3196- Repair extension on door 
and Patch & Paint

SERVICE 8/31/12 NNMC-10 2 FCA_PAINT

B2JM9P ROOM TOO HOT URGENT 8/30/12 NNMC-10 3 HVAC
B2JLVG PLUM-SINK LEAK AND NOT DRAINING URGENT 8/31/12 NNMC-10 2 PLUMBING
B2JM9M LIGHT ABOVE BED NOT WORKING URGENT 8/29/12 NNMC-10 4 ELECTRICAL
B2JPZ3 TOO WARM IN ROOM (CVH 402-12) URGENT 8/31/12 NNMC-10 3 HVAC
B2JPMN SHOWER DRAIN CLOGGED URGENT 9/1/12 NNMC-10 3 PLUMBING
B2JPMX PATIENT TOILET SEAT COMING OFF -SAFETY ISSUE URGENT 9/1/12 NNMC-10 3 PLUMBING
B2JPP4 TOO HOT IN PATIENT ROOM URGENT 9/1/12 NNMC-10 3 HVAC
B2JSLX PLUM-B-10 ROOM # 3153 - BROKEN SHOWER SERVICE 9/6/12 NNMC-10 2 PLUMBING

B2JSMY
HVAC-B-10 ROOM # 4 CENTER WHOLE WARD - COLD 
TEMPERATURE

URGENT 9/6/12 NNMC-10 3 HVAC

B2JR5P
HOT ROOM - PATIENT ROOM IS TOO HOT - NNMC-10, 
RM 4047

URGENT 8/26/12 NNMC-10 3 HVAC

B2JPW4 TOO COLD. URGENT 9/2/12 NNMC-10 3 HVAC
B2JPWT TOO HOT. URGENT 9/2/12 NNMC-10 3 HVAC
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B2JPX3
ICE MACHINE NOT DRAINING OR DISPENSING WATER 
PROPERLY

SERVICE 9/3/12 NNMC-10 2 PLUMBING

B2JR4G Staff toilet not flushing URGENT 9/4/12 NNMC-10 3 PLUMBING
B2JPTR PLUM-B-10 ROOM # 6026 - TOILET LEAK URGENT 9/5/12 NNMC-10 3 PLUMBING
B2JPJK ELEC-BLINKING LIGHT URGENT 9/4/12 NNMC-10 3 ELECTRICAL

B2JPZ8
HVAC-B-10 ROOM # 1014 - THERMOSTAT 
MALFUNCTIONING.

URGENT 9/5/12 NNMC-10 HVAC

B2JR2H
GENM-B-10 ROOM # 7117 - DOUBLE DOORS DOE SNOT 
CLOSE PROPERLY.

URGENT 9/5/12 NNMC-10 REPAIR

B2JR3L
HVAC-B-10 ROOM # 3147 AND 3149 - COLD 
TEMPERATURE

URGENT 9/5/12 NNMC-10 HVAC

B2JPWC PLUM - CLOGGED TOILET - bldg 10, rm 5153 URGENT 8/24/12 NNMC-10 3 PLUMBING
B2JR4D PLUM - SINK CLOGGED IN JANITOR'S CLOSET. URGENT 8/25/12 NNMC-10 3 PLUMBING

B2JPZ7
TOO COLD - TOO COLD ON THE ENTIRE UNIT - NNMC-10, 
EAST WING, ENTIRE UNIT

URGENT 8/25/12 NNMC-10 3 HVAC

B2JR29
TOO HOT - PHYSICAL THERAPY CLINIC AND OFFICE - 
NNMC-10, RMS 3228+3229

URGENT 8/25/12 NNMC-10 3 HVAC

B2JR5D
HOT ROOM - PATIENT ROOM IS TOO HOT -  NNMC-10, 
RM 5119

URGENT 8/26/12 NNMC-10 3 HVAC

B2JPTG
GENM - FRONT DOOR PANEL ON ICE MACHINE WON'T 
CLOSE - BLDG 10, RM 5017

SERVICE 9/5/12 NNMC-10 2 REPAIR

B2JR43
TOO COLD IN PATIENTS ROOM - NNMC-10, RMS 
4294+4295

URGENT 8/25/12 NNMC-10 3 HVAC

B2K2DZ HOT CALL-PATIENT ROOM TOO WARM URGENT 9/20/12 NNMC-10 3 HVAC
B2K2F7 COLD CALL-PATIENT ROOM TOO COLD URGENT 9/21/12 NNMC-10 3 HVAC
B2K2FW COLD CALL- THE WHOLE 7 WEST IS TOO COLD URGENT 9/21/12 NNMC-10 3 HVAC
B2K2GY COLD CALL URGENT 9/22/12 NNMC-10 3 HVAC
B2JZWG COLD CALL- IN PATIENT ROOM URGENT 9/15/12 NNMC-10 3 HVAC

B2K385 PLUM - ICE MACHINE IS LEAKING - NNMC-10, RM 4130 SERVICE 9/25/12 NNMC-10 2 APPLIANCE

B2K37H PLUM-CLOGGED TOILET, B-10, RM 1103 URGENT 9/25/12 NNMC-10 3 PLUMBING
B2K25J HOT CALL-PATIENT ROOM, B-10, RM-4065 URGENT 9/20/12 NNMC-10 3 HVAC
B2K25K BREAKER NEEDS TO BE RESET URGENT 9/20/12 NNMC-10 3 ELECTRICAL
B2K25L HOT NETWORK CLOSET URGENT 9/20/12 NNMC-10 3 HVAC
B2KBVY PTNG - PATCH & PAINT - BLDG 10, RM 5082 SERVICE 10/5/12 NNMC-10 2 FCA_PAINT
B2KBNM NEED MAGNETIC LOCKS SERVICE 10/1/12 NNMC-10 2 LOCKS
B2KBNX CLOGGED TOILET, B-10, RM-7213 7TH FLOOR SERVICE 10/5/12 NNMC-10 2 PLUMBING
B2K7HP Locks- PICC Service SERVICE 10/4/12 NNMC-10 4 LOCKS

B2KFH9 LOCK-OFFICE DOOR WILL NOT LOCK BLDG 10 RM1005C URGENT 10/9/12 NNMC-10 1

B2KBV5 LOOSE LIGHT FIXTURE - BLDG 10, RM 7216 URGENT 10/5/12 NNMC-10 3 REPAIR
B2KBVJ HOT CALL - BLDG 10, RM 5056 SERVICE 10/5/12 NNMC-10 2 HVAC

B2KFF9 COLD CALL - BLDG 10, RM 4242, PATIENT ROOM 4244 URGENT 10/9/12 NNMC-10 3 HVAC

B2KBTF TOO WARM. URGENT 9/30/12 NNMC-10 3 HVAC
B2KBV3 OPERATING ROOM IS TOO HOT URGENT 10/1/12 NNMC-10 3 HVAC

B2KBV9
SHOWER IS NOT WORKING, NO WATER COMING OUT 
OF IT

SERVICE 10/1/12 NNMC-10 2 PLUMBING

B2KBVF CALL BELL SYSTEM NOT WORKING SERVICE 10/1/12 NNMC-10 2 ELECTRICAL

B2KBNF
TOILET INOPERABLE BLDG 10 5TH FLOOR 5134 MALE 
LOCKER ROOM

URGENT 10/5/12 NNMC-10 1

B2K7D8 Locks- Repair Lock URGENT 10/4/12 NNMC-10 3 LOCKS
B2KBBB PATIENT LOCKED IN ROOM-VIP, B-10, RM-4007 URGENT 9/29/12 NNMC-10 3 LOCKS



J-1502000-05 Historical Service Orders FY12
DEFENSE HEALTH AGENCY

176 of 322

Work 
Order

Description Sub Work Type Location Priority Failure Class
Reported 

Date

B2KBNK PTNG - PAINT & PATCH 2 ROOMS - bldg 10, 4043, 4041 SERVICE 10/5/12 NNMC-10 2 FCA_PAINT

B2KBBT FIRE ALARM PANEL SOUNDING. SERVICE 9/30/12 NNMC-10 2 HVAC

B2KBRK SPEAKERS NOT WORKING BLDG 10 CLARK AUDITORIUM SERVICE 10/5/12 NNMC-10 1

B2KB46 locks- 7E Tramatic Brain Injury SERVICE 10/4/12 NNMC-10 4
B2KJR4 SHOWER WATER IS TOO HOT, NNMC-10,RM 7032B URGENT 10/8/12 NNMC-10 3 PLUMBING

B2KJSR HVAC - HOT NETWORK CLOSET, NNMC-10, RM 3166B SERVICE 10/9/12 NNMC-10 2 HVAC

B2KJTF
SHOWER HOSE NEEDS TO BE REPLACED, NNMC-10, 4W 
4218

SERVICE 10/9/12 NNMC-10 2

B2KJVX
HOT CALL,TOO HOT IN PATIENT ROOM, NNMC-
10,RM:4288

URGENT 10/9/12 NNMC-10 3 HVAC

B2KJTT COLD CALL, B-10, RM-6016 URGENT 10/12/12 NNMC-10 3 HVAC

B2KJX4 PLUM - BROKEN SHOWER HEAD - BLDG 10, RM 4073 URGENT 10/12/12 NNMC-10 3 PLUMBING

B2KJXD
PLUM - CLOGGED SINK AT FRONT DESK - BLDG 10, 
NURSE STATION, 7 WEST

SERVICE 10/12/12 NNMC-10 2 PLUMBING

B2KJWV
B10 ¿ 1017 ¿ LH (1st) toilet has bad leak on flush tube 
connecting to toilet.

SERVICE 10/12/12 NNMC-10 2 PLUMBING

B2KTVM
PLUM - CLOGGED TOILET - WATER ON FLOOR - BLDG 10, 
RM 5129

SERVICE 10/17/12 NNMC-10 2 PLUMBING

B2KTZ7 VARIOUS BLDG 10 ISSUES - 6TH FLOOR SERVICE 10/17/12 NNMC-10 2 LABOR
B2KTRP DRIPPING FAUCET, B-10, RM-5060 SERVICE 10/17/12 NNMC-10 2 PLUMBING
B2LKJM Lock- NAVFAC SERVICE 10/24/12 NNMC-10 4 LOCKS
B2LKBS LIGHT BULB OUT B-10 RM-7239A SERVICE 10/24/12 NNMC-10 1
B2LKDY Boom not connected, B-10, RMS-6036 AND 6040 URGENT 10/24/12 NNMC-10 3 ELECTRICAL
B2LPP4 COLD CALL - BLDG 10, RM 5060 SERVICE 10/26/12 NNMC-10 2 HVAC
B2LR7F HOT CALL - BLDG 10, 6 CENTER, NURSE STATION URGENT 10/26/12 NNMC-10 3 HVAC
B2LLYG LEAKING PIPE FROM SINK B-10 RM-4128 URGENT 10/25/12 NNMC-10 1

B2LR6H
CALL BELL SYSTEM - ZONE LIGHT FAILURE" - BLDG 10, 
RM 5044, 5028, 5036

URGENT 10/26/12 NNMC-10 3 ELECTRICAL

B2LLWR
BATHROOM LIGHT  OUT IN PATIENT ROOM - BLDG 10, 
RM 5177

SERVICE 10/25/12 NNMC-10 2 ELECTRICAL

B2LNCW
COLD CALL - PATIENT ROOM TOO COLD - BLDG 10, 
PEDIATRICS, RM 3177, 4045

URGENT 10/25/12 NNMC-10 3

B2LNFR Cypher lock, B-10,RM-3166 SERVICE 10/25/12 NNMC-10 2 LOCKS
B2LGBD Locks- OB/GYN SERVICE 10/23/12 NNMC-10 4
B2LGBJ HOT CALL B-10 RM-5002 URGENT 10/23/12 NNMC-10 1
B2LK7B BATHROOM SINK CLOGGED B-10 RM-5038 URGENT 10/24/12 NNMC-10 1
B2LJLM SINK CLOGGED B-10 RM-1017 SERVICE 10/24/12 NNMC-10 1

B2LK7M CEILING TILE NEEDS TO BE REPLACED B-10 RM-6127A SERVICE 10/24/12 NNMC-10 1

B2LLWK Cold Call, B-10, RM-5060 SERVICE 10/25/12 NNMC-10 2 HVAC
B2LR4D Lights out, B-10, RM-5082 SERVICE 10/26/12 NNMC-10 2 ELECTRICAL
B2LT98 Lights, B-10, RM-1020B SERVICE 10/31/12 NNMC-10 2 ELECTRICAL

B2LST6
2 OUTLETS NOT WORKING,B-10 RM-5072 & UNDER SINK 
AND WINDOW LEAK RM-5167

URGENT 10/31/12 NNMC-10 1 ELECTRICAL

B2LSXT Ceiling tile, B-10, RM-7216 URGENT 10/31/12 NNMC-10 3 PLUMBING
B2LT76 RESTORE PROPER OPERATION TO FAN COIL B-10 SERVICE 10/31/12 NNMC-10 1

B2LTW3
BROKEN DOOR MAGNET / BROKEN DOOR HANDLE - 
BLDG 10, RM 3116, 3210

SERVICE 11/1/12 NNMC-10 2 ELECTRICAL
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B2LTV8
DOOR LOCKS - ELECTRIC AND KEY MANUAL - BLDG 10, 
RMS 7013, 7004

URGENT 11/1/12 NNMC-10 3 LOCKS

B2LTXD COLD CALL - BLDG 10, RM 1020B SERVICE 11/1/12 NNMC-10 2 HVAC
B2LTWF CLOGGED TOILET - BLDG 10, RM 5028A SERVICE 11/1/12 NNMC-10 2 PLUMBING
B2LTMX COLD CALL - BLDG 10, RM 4242 SERVICE 11/1/12 NNMC-10 2 HVAC
B2LXK3 Locks- Inpatient Psychiatry SERVICE 11/5/12 NNMC-10 4 LOCKS

B2LW5Z
INTERCOM SPEAKER DETACHED B-10 RM-5042 & DOOR 
REPAINT

SERVICE 11/2/12 NNMC-10 1 REPAIR

B2LXLP Call lights, B-10, RMs- 5107 & 5022 SERVICE 11/5/12 NNMC-10 2 ELECTRICAL
B2LXWT Locks- Psychology SERVICE 11/5/12 NNMC-10 4 LOCKS
B2LXRZ Door, B-10, RM-6017 SERVICE 11/5/12 NNMC-10 2 REPAIR
B2LW5M Fan, B-10, 8m East Mech Room SERVICE 11/2/12 NNMC-10 2 HVAC
B2LXGZ CALL BELL SYSTEM INOP B-10 RM-4280 URGENT 11/5/12 NNMC-10 1
B2LVYK Hot Call, B-10, RM-4112 SERVICE 11/2/12 NNMC-10 2 HVAC

B2M3S5
PAINT, CHECK FOR LEAK & REPLACE TILE, LIGHT OUT B-
10 RM-2104

URGENT 11/9/12 NNMC-10 1 REPAIR

B2M3W2 DOOR WILL NOT LOCK. HINGES BROKEN B-10 RM-4132 URGENT 11/9/12 NNMC-10 1

B2M42Z
Bldg 10, Basement Mechanical Room 0103, Remove 
water fountain just inside door 0103

SERVICE 11/9/12 NNMC-10 1

B2M3RL
METAL BRACKET FOR CEILING TILE IS HANGING B-10 RM-
2104

URGENT 11/9/12 NNMC-10 1 REPAIR

B2M3RM
SHOWER HEAD CONNECTION PIPE IS BROKEN B-10 RM-
5028A

SERVICE 11/9/12 NNMC-10 1 PLUMBING

B2M3RT
DRAIN CLOGGED ON ICE AND WATER MACHINE B-10 RM-
5017

SERVICE 11/9/12 NNMC-10 1 PLUMBING

B2MBX7
LOUD HUMMING NOISE COMING FROM CEILING B-10 
RM:7234; BLINDS KNOB BROKEN B-10 RM-7149

SERVICE 11/15/12 NNMC-10 1 REPAIR

B2M4Y7
REPAIR SECURITY DOOR  - NICU - AUTO DOOR - NOT 
OPENING - BLDG 10, RM 6056

URGENT 11/14/12 NNMC-10 3 ELECTRICAL

B2M45Y POWER OUT TO  THREE CUBICLES B-10 RM-1008 URGENT 11/13/12 NNMC-10 1 ELECTRICAL

B2M473 TOILET CLOGGED PATIENT BATHROOM B-10 RM-5068 URGENT 11/13/12 NNMC-10 1 PLUMBING

B2M477 DOORS NOT WORKING PROPERLY B-10 RM-7011 URGENT 11/13/12 NNMC-10 1 REPAIR

B2MCMP Cold Call, B-10, RM-6041 SERVICE 11/15/12 NNMC-10 2 HVAC

B2M95F
LEAKING FAUCET AT HANDLE B-10 RM-5179; 2 LOOSE 
DOOR HANDLES RM-5069 & 5088A

SERVICE 11/15/12 NNMC-10 1 REPAIR

B2M4LN Door, B-10, RM-3179 URGENT 11/13/12 NNMC-10 3 REPAIR

B2M4YY BKLG - 2 FLOURECENT LIGHTS OUT - BLDG 10, RM 5029 SERVICE 11/14/12 NNMC-10 2 ELECTRICAL

B2M4LW Wires, B-10, RM-5040 URGENT 11/13/12 NNMC-10 1 ELECTRICAL

B2M53K LEAKING WATER FOUNTAIN B-10 RM-OUTSIDE 1123 URGENT 11/14/12 NNMC-10 1 PLUMBING

B2M52M HOT CALL - PATIENT ROOM - BLDG 10, RM 5074 URGENT 11/14/12 NNMC-10 3 HVAC
B2M4RR PLUM - CLOGGED SINK - BLDG 10, RM 5129 SERVICE 11/14/12 NNMC-10 2 PLUMBING

B2M4GL
INVITRO FERTILIZATION, NURSE CALL 3 CARRIAR  CALL 
LIGHTS ARE ON, SYSTEM WILL NOT SHUT OFF

URGENT 11/1/12 NNMC-10 3

B2M4ZZ SINK DRIPPING B-10 RM-4121 SERVICE 11/14/12 NNMC-10 1 PLUMBING

B2M5B2
TOILET SEAT NOT FASTENED PROPERLY B-10 RM-4063 & 
4073

URGENT 11/15/12 NNMC-10 1 PLUMBING

B2M4Y4
REPAIR MAGNET LATCH TO FIRE DOOR - MISSING - BLDG 
10, DOOR 6017

SERVICE 11/14/12 NNMC-10 2 REPAIR
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B2M576 DOOR LOCK BROKEN B-10 RM-7006 SERVICE 11/15/12 NNMC-10 1 LOCKS
B2M45D Ice Machine, B-10, RM-4128 URGENT 11/13/12 NNMC-10 3 PLUMBING

B2M556
PLUM - CHANGE WATER FOUNTAIN FILTERS - Building 
10: Room 5079 and Hallway fountain inside Room 1020

SERVICE 11/14/12 NNMC-10 2 PLUMBING

B2M4JT FIRE HOSE LOCK INOPERABLE B-10 RM-7122 SERVICE 11/13/12 NNMC-10 1

B2MNYW Cold/ Hot Call, B-10, RM-4258 URGENT 11/16/12 NNMC-10 3 HVAC

B2MNSW LOST POWER TO OUTLET B-10 RM-NEXT TO #1029 SERVICE 11/16/12 NNMC-10 1 ELECTRICAL

B2MNT6 ICE MACHINE NOT DRAINING B-10 RM-4167 URGENT 11/16/12 NNMC-10 1 PLUMBING
B2MP99 Lock, B-10, RM-4126A SERVICE 11/19/12 NNMC-10 2 LOCKS
B2MPDV Door, B-10, RM-4037 SERVICE 11/19/12 NNMC-10 2 REPAIR
B2MPHZ Cold Call, B-10, RM-2004 SERVICE 11/19/12 NNMC-10 2 HVAC

B2MPR6
CALL SYSTEM NOT WORKING B-10 RM-4112 MAIN 
NURSE STATION

URGENT 11/20/12 NNMC-10 1 REPAIR

B2MPWL RESTORE PROPER OPERATION TO FAN COIL B-10 SERVICE 11/20/12 NNMC-10 1
B2MPK2 LEFT WALL OUTLETS NOT WORKING B-10 RM-7225 SERVICE 11/19/12 NNMC-10 1 ELECTRICAL
B2MPHJ CHANGE WATER FOUNTAIN FILTERS SERVICE 11/19/12 NNMC-10 2 PLUMBING
B2MPL2 Locks- PAD URGENT 11/19/12 NNMC-10 4 LOCKS
B2MR86 Lock- PAD SERVICE 11/20/12 NNMC-10 4 LOCKS
B2MRV9 Window,B-10, RM-7119 SERVICE 11/21/12 NNMC-10 2 REPAIR

B2MRCB
CLOGGED SINK B-10 6 EAST RM-NURSES STATION CLOSE 
TO RM 6114

URGENT 11/21/12 NNMC-10 1 PLUMBING

B2MR4V Hot Call, B-10, RM-5040 URGENT 11/20/12 NNMC-10 3 HVAC
B2MR2S SHOWER HEAD  CLAMP IS MISSING B-10 RM-6113 URGENT 11/20/12 NNMC-10 1 PLUMBING

B2MR4P
Replace the failed battery backed ballasts and replace all 
lamps

SERVICE 11/20/12 NNMC-10 2 ELECTRICAL

B2MSJN Door/ Ice Machine, B-10, RM-4769, 4167 4 East SERVICE 11/26/12 NNMC-10 2 REPAIR

B2MXW9 BROKEN CYPHER LOCK B-10 RM-WARD 7 EAST URGENT 11/28/12 NNMC-10 1 LOCKS

B2MWW
3

Lights, B-10, RM-6106 SERVICE 11/28/12 NNMC-10 2 ELECTRICAL

B2MVMP Lights, B-10 Clark Auditorium SERVICE 11/28/12 NNMC-10 2 ELECTRICAL

B2MYZW Outlet, B-10, RM-5060 5 center SERVICE 11/28/12 NNMC-10 2 ELECTRICAL

B2MTGG
CHECK OPERATION AND REPORT ALL DEFICIENCIES TO 
ALL FAN COIL UNITS - BLDG 10

SERVICE 11/27/12 NNMC-10 2 HVAC

B2MSFT No Power, B-10, William III URGENT 11/26/12 NNMC-10 3 ELECTRICAL

B2MSS3 NO POWER B-10 RM-5105A & 5022B 5TH FLOOR EAST SERVICE 11/26/12 NNMC-10 1 ELECTRICAL

B2MT3K
PNEUMATIC TUBE SYSTEM DOWN B-10 6TH FLOOR RM-
6128 NURSE STATION

SERVICE 11/27/12 NNMC-10 1 REPAIR

B2MSHF LIGHT SWITCH BROKEN B-10 RM-6101 MICC URGENT 11/26/12 NNMC-10 1 ELECTRICAL
B2MSKT NO HOT WATER B-10 RM-3154 SERVICE 11/26/12 NNMC-10 1 PLUMBING
B2MSNG DOOR LATCH IS UPSIDE DOWN B-10 RM-4128 SERVICE 11/26/12 NNMC-10 1 REPAIR
B2MSX9 TUBE SYSTEM OUT ON ALL FLOORS URGENT 11/21/12 NNMC-10 3

B2MTB6
Patch & Paint/ Window leak, Ceiling tiles, B10, RM-4288, 
4220, 4023

SERVICE 11/27/12 NNMC-10 2 FCA_PAINT

B2MT79
B-10 LEAKING THROUGH WALL FROM SHOWER  RM-
7028 & CRACK IN WINDOW RM-7024

URGENT 11/27/12 NNMC-10 1 REPAIR

B2MZ5G
Ice Machine / Hot Call, B-10, RMs- 5069, 5075, 5074, 
5155

URGENT 11/28/12 NNMC-10 3 PLUMBING
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B2N575 PERFORM PM ON EXHAUSE FANS B-10 URGENT 11/30/12 NNMC-10 1

B2N579
PNEUMATIC TUBE SYSTEM IS DOWN B-10 RM-
PEDIATRICS DEPT. FRONT DESK

SERVICE 11/30/12 NNMC-10 1 REPAIR

B2N58H CALL BELL SOCKET LOOSE B-10 RM-4023 SERVICE 11/30/12 NNMC-10 1 REPAIR

B2N58N
THERMOSTAT COVER IS BROKEN B-10 RM-4112 & 
METAL STUCK IN OUTLET RM-4013

SERVICE 11/30/12 NNMC-10 1 REPAIR

B2N597 OUTLET NOT WORKING - BLDG 10, RM 3532 SERVICE 11/30/12 NNMC-10 2 ELECTRICAL

B2N2VV BROKEN LOCK ON VIP DOORS - BLDG 10, RM 4123B SERVICE 11/29/12 NNMC-10 2 LOCKS

B2N5H4
CEILING TILE W / VENT FELL OFF B-10 2N FLOOR NEXT 
TO CLARK AUD

SERVICE 11/30/12 NNMC-10 1 REPAIR

B2N5F2
DISCONNECTED SHOWER HOSE IN PATIENT R5OOM - 
BLDG 10, RM 4290

URGENT 11/30/12 NNMC-10 3 PLUMBING

B2N86J Door, B-10, ST-1 Firedoor SERVICE 12/4/12 NNMC-10 2 REPAIR

B2N87T Toilet, B-10, Mens Bathroom Near Admitssion office URGENT 12/4/12 NNMC-10 3 PLUMBING

B2N884 No Power, B-10, RM-4174 URGENT 12/4/12 NNMC-10 3 ELECTRICAL

B2N89C Exhaust Fans, B-10, RM-4105 Mechanical Room 4 West SERVICE 12/4/12 NNMC-10 3 HVAC

B2N8B2 Door, B-10, RM-3255 SERVICE 12/4/12 NNMC-10 2 REPAIR
B2N765 Shower, B-10, RM-4290 4 East URGENT 12/3/12 NNMC-10 3 PLUMBING
B2N7SW Call Light, B-10, 4 West, RM-4232 URGENT 12/3/12 NNMC-10 3 ELECTRICAL
B2N7LP Air Handler, B-10, Basement -RM-103 SERVICE 12/3/12 NNMC-10 2
B2N8SD LEAK COMING FROM CEILING B-10 RM-1008F URGENT 12/5/12 NNMC-10 1 PLUMBING
B2N99N Ice Machine, B-10, RM-5069 5 West SERVICE 12/6/12 NNMC-10 2 PLUMBING
B2N8ZG Sink, B-10, RM-6058, NICU URGENT 12/6/12 NNMC-10 3 PLUMBING

B2N76K
CLOGGED TOILET IN PATIENT ROOM - BLDG 10, 5E, RM 
5109

URGENT 12/3/12 NNMC-10 3 PLUMBING

B2N8FL No Power, B-10, 4 East Nurse Station URGENT 12/5/12 NNMC-10 3 ELECTRICAL
B2N9C9 RIGHT DOOR WON'T CLOSE.B-10, 7E URGENT 12/2/12 NNMC-10 3 REPAIR
B2N9DP Lights, B-10, RM-1008J 1st floor admissions office SERVICE 12/6/12 NNMC-10 2

B2NGPY
BROKEN DOOR LOCK - KEY WON'T  GO IN LOCK - BLDG 
10, RM 7017

SERVICE 12/7/12 NNMC-10 2 LOCKS

B2NGP7
FLOURECENT BULB BLEW UP - GLASS ON FLOOR - 
SAFETY HAZARD IN WAITING AREA - BLDG 10, CDO AREA

URGENT 12/7/12 NNMC-10 3 ELECTRICAL

B2N7P5
WINDOW FRAME UNSECURED - LATCH AND SEAL / 
REATTACH SHOWER HEAD HOOK

URGENT 12/3/12 NNMC-10 3

B2N8VZ Door, B-10, Door # 0110 Firedoor SERVICE 12/5/12 NNMC-10 2 REPAIR
B2N8W6 Pop lock, B-10, RM-3228 SERVICE 12/5/12 NNMC-10 2 LABOR

B2NGMN Guard rail, B-10, Hallway near RM-3110 SERVICE 12/7/12 NNMC-10 3 REPAIR

B2NGTN Door, B-10, Door # 7013 URGENT 12/7/12 NNMC-10 3 REPAIR
B2NH7T STAINED CEILING TILE B-10 RM-6004 & 6002 SERVICE 12/10/12 NNMC-10 1 REPAIR
B2NJYW ICE MACHINE NOT WORKING B-10 RM-4128 SERVICE 12/13/12 NNMC-10 1 REPAIR
B2NHJZ TOILET SEAT LOOSE B-10 RM-4238 4 CENTER URGENT 12/10/12 NNMC-10 1 REPAIR
B2NHNS Ice machine / Patch & Paint, B-10, RMs-4128, 4041 SERVICE 12/11/12 NNMC-10 2 FCA_PAINT
B2NJ2B Lock, B-10, RM-3288 Locker 21 & 41 SERVICE 12/11/12 NNMC-10 2 LABOR
B2NHGJ CYPHER LOCK, B-10, RM-5120 5 East SERVICE 12/10/12 NNMC-10 2 LOCKS
B2NJTL Broken Window, Bldg. 10, Rm 6101 SERVICE 12/13/12 NNMC-10 1 REPAIR
B2NJTP REPAIR TILES & PATCH N PAINT B-10 SERVICE 12/13/12 NNMC-10 1 REPAIR
B2NJTS CEILING TILE, EXIT SIGN, AND LIGHTS B-10 SERVICE 12/13/12 NNMC-10 1 REPAIR
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B2NJXF
DOOR WILL NOT LOCK B-10 7 WEST RM-7114A, 
DRIPPING SINK B-10 7 WEST RM-7225

URGENT 12/13/12 NNMC-10 1 LOCKS

B2NKLT
PNEUMATIC TUBE SYSTEM DOWN B-10 6CENTER RM-
6023A

SERVICE 12/14/12 NNMC-10 1 REPAIR

B2NKMC CALL BELL SYSTEMS BEEPING B-10 4 EAST RM-4295 URGENT 12/14/12 NNMC-10 1 REPAIR
B2NJR4 Outlets, B-10, RM-5166,5166A, & 5082 5 West URGENT 12/12/12 NNMC-10 3 ELECTRICAL

B2NMDM
SFHP - SOAP DISPENSER / HANG PATIENT NAME FRAME - 
BLDG 10, RM 6127

SERVICE 12/18/12 NNMC-10 2 LABOR

B2NMC8 Self Help, Locker, B-10, RM-6147 SERVICE 12/18/12 NNMC-10 2 LABOR
B2NR7C SFHP - HANG 3 WHITE BOARDS - BLDG 10, RM 5136 SERVICE 12/20/12 NNMC-10 2 LABOR

B2NPMW
BROKEN LOCK ON BATHROOM DOOR - BLDG 10, RM 
5164

SERVICE 12/19/12 NNMC-10 2 LOCKS

B2NRLB
SFHP - REMOVE UNUSED COFFEE POT - BLDG 10, RM 
7111

SERVICE 12/21/12 NNMC-10 2 LABOR

B2NRTB CLOGGED TOILET - BLDG 10, RM 7135 SERVICE 12/21/12 NNMC-10 2 PLUMBING
B2NRPP No Power- BLDG 10, RM 5156 URGENT 12/21/12 NNMC-10 3 ELECTRICAL

B2NTCK
CALL BELL SYSTEM IS NOT RESPONDING B-10 3CENTER 
NURSE STATION

URGENT 12/28/12 NNMC-10 1 REPAIR

B2NRYZ Light, B-10, RM-6165 Prenatal Assessment Center SERVICE 12/26/12 NNMC-10 2 ELECTRICAL

B2NS59
PROVIDE COMBINATIONS FOR LOCKS, B-10, MAIN O.R. 
3530, 3532, 3576, 3703

SERVICE 12/21/12 NNMC-10 2 LOCKS

B2NSDJ Ceiling Leak, B-10. RM-1007 Administration Office URGENT 12/26/12 NNMC-10 2 PLUMBING
B2NSNM HOT NETWORK CLOSET,NNMC-10, RM. 5166B SERVICE 12/26/12 NNMC-10 2 HVAC
B2NSNV HOT NETWORK CLOSET,NNMC-9, RM. 0251A SERVICE 12/26/12 NNMC-10 2 HVAC
B2NSPB BROKEN TOILET,NNMC-10, RM-4150 SERVICE 12/26/12 NNMC-10 2 PLUMBING
B26442 ENTO - MICE - BLDG 10, MAIN LOBBY SERVICE 1/4/12 NNMC-10 1 PEST CONTROL
B263L6 LOCK- INSTALL LOCK URGENT 1/3/12 NNMC-10 2 LOCKS
B263LY HVAC- TOO COLD URGENT 1/3/12 NNMC-10 2 HVAC
B2637D GENM - DOOR BATTERY SERVICE 1/3/12 NNMC-10 1 LABOR
B265Z9 LOCK- REPLACE URGENT 1/6/12 NNMC-10 2 LOCKS
B2654V LOCK - BROKEN LOCK - BLDG 2, RM 3270 URGENT 1/5/12 NNMC-10 2 LOCKS
B264XZ PNTG- PATCH/PAINT B10 SERVICE 1/5/12 NNMC-10 1 FCA_PAINT
B2646F HVAC - Repair/Replace Steam Preheat Coil URGENT 1/4/12 NNMC-10 2 HVAC
B265BB BKLG - LIGHTS OUT - BLDG 10, RM 2123 SERVICE 1/5/12 NNMC-10 1 ELECTRICAL
B265D8 HVAC - TUBE SYS DOWN - BLDG 10, NEAR 7111 URGENT 1/5/12 NNMC-10 2 HVAC
B26GP8 HVAC - PNEUMATIC TUBE SYS ALARMING URGENT 1/10/12 NNMC-10 2 HVAC

B26GX7
HVAC - PNEUMATIC SYS DOWN - BLDG 10, NEAR RM 
5174A

URGENT 1/10/12 NNMC-10 2 HVAC

B27862 GENM- LOOSE TOILET SEAT URGENT 1/12/12 NNMC-10 2 REPAIR
B26JCP ELEC- LIGHT URGENT 1/11/12 NNMC-10 2 ELECTRICAL
B2786S PLUM - Ice machine not draining properly URGENT 1/12/12 NNMC-10 1 PLUMBING
B27BBM GENM - Door GAP/self-closer is missing SERVICE 1/12/12 NNMC-10 1 REPAIR
B27BVD GENM - Repair Broken Door/Gap SERVICE 1/18/12 NNMC-10 1 REPAIR
B27BVY GENM - Repair/ latching device /Gap SERVICE 1/18/12 NNMC-10 1 REPAIR
B27C2Y LOCKS - Repair Keypad URGENT 1/18/12 NNMC-10 2 LOCKS
B27C3H LOCKS - Repair cipher door lock URGENT 1/18/12 NNMC-10 2 LOCKS
B27C8K GENM - Investigate Repair/Replace Magnet URGENT 1/18/12 NNMC-10 2 REPAIR
B27BFC GENM - Reattached Sign SERVICE 1/17/12 NNMC-10 1 REPAIR
B27BW6 GENM- DOOR SERVICE 1/18/12 NNMC-10 1 REPAIR
B27BTN GENM - Repair Broken Door/Gap SERVICE 1/18/12 NNMC-10 1 REPAIR
B27BZS ENTO - ROACHES - BLDG 10, RM 7011 URGENT 1/18/12 NNMC-10 2 PEST CONTROL
B27BY2 MOLD AND COUNTER B10 SERVICE 1/18/12 NNMC-10 1 REPAIR
B27BYY WALL BUMPER AND PAINT B10 SERVICE 1/18/12 NNMC-10 1 REPAIR
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B27BWC GENM - Repair, Latching Devices /Label Exit button SERVICE 1/18/12 NNMC-10 1 REPAIR

B27C22 HVAC- HEAT URGENT 1/18/12 NNMC-10 2 HVAC
B27C2W HVAC- TOO COLD URGENT 1/18/12 NNMC-10 2 HVAC
B27BPV HVAC- SMELL IN CLINIC ROOM B10 URGENT 1/18/12 NNMC-10 2 HVAC
B279WD Lock- 001 Inpatient Pediatrics 3 West URGENT 1/17/12 NNMC-10 3 STRUCTURAL
B27BTF GENM - Remove/Replace Roller Latch SERVICE 1/18/12 NNMC-10 1 REPAIR
B279XN LOCK- 006  5 CENTER SERVICE 1/17/12 NNMC-10 1 LOCKS
B27BDK GENM - Repair Broken Door/Missing Label SERVICE 1/12/12 NNMC-10 1 REPAIR
B27BDS GENM - REPAIR/Replace Doors SERVICE 1/12/12 NNMC-10 1 REPAIR
B27BF4 GENM - Repair Broken Door/Gap SERVICE 1/12/12 NNMC-10 1 REPAIR
B27BVJ DECOMMISSION TOILET HOPPER B10 SERVICE 1/18/12 NNMC-10 1 PLUMBING
B27FCF GENM- DOOR DIFFICULT TO LOCK B10 URGENT 1/19/12 NNMC-10 2 REPAIR
B27FCH PLUM- EYEWASH STATION B10 URGENT 1/19/12 NNMC-10 2 PLUMBING
B27FG5 INTERIOR MODIFICATION B10 SERVICE 1/19/12 NNMC-10 1 FCA_OTHER
B27FY8 PLUM- SINK B10 SERVICE 1/20/12 NNMC-10 1 PLUMBING
B27GNM PNTG- HOLE B10 SERVICE 1/20/12 NNMC-10 1 FCA_PAINT
B27KM6 PEST - Exterminate rodent infestation URGENT 1/26/12 NNMC-10 2 PEST CONTROL
B27KK8 ENTO - INFESTATION OF MICE - BLDG 10, 1022A URGENT 1/26/12 NNMC-10 2 PEST CONTROL
B27HZV ELEC - MAGNETIC DOOR SERVICE 1/24/12 NNMC-10 1 ELECTRICAL
B27LK3 PTNG- PATCH, PAINT, AND GUARD RAIL SERVICE 1/27/12 NNMC-10 1 STRUCTURAL
B27NMJ ELEC - Lights Out URGENT 1/30/12 NNMC-10 2 ELECTRICAL
B27LLR GENM- DOOR ADJUSTMENT URGENT 1/27/12 NNMC-10 3 STRUCTURAL

B27NZK ELEC- CODE BLUE SWITCH - RM 4102 BLDG 19 4TH FLR SERVICE 1/30/12 NNMC-10 1 ELECTRICAL

B27NZX GENM- SECURITY SERVICE 1/30/12 NNMC-10 1 STRUCTURAL
B27LGT BKLT- LIGHT BULB REPALCEMENT URGENT 1/27/12 NNMC-10 1 STRUCTURAL
B27WGX PLUM - Replrce Shower Head SERVICE 2/1/12 NNMC-10 1 PLUMBING
B27WN7 HVAC - BLOWING COLD AIR - BLDG 10, RM 7144 URGENT 2/2/12 NNMC-10 2 HVAC
B27WND ELEC - LIGHT FIXTURE - BLDG 10, 7144 SERVICE 2/2/12 NNMC-10 1 ELECTRICAL
B27WYS GENM - TIGHTEN HANDLE - BLDG 10, RM 4280 URGENT 2/2/12 NNMC-10 2 REPAIR
B27WZ3 ELEC-LIGHTS OUT-BLDG 10, SEVERAL RMS URGENT 2/2/12 NNMC-10 2 ELECTRICAL
B27VT9 PLUM - CLOGGED SINK - BLDG 1, NEAR RM 15109 URGENT 2/1/12 NNMC-10 2 PLUMBING
B27Y7P REPAINT PATIENT ROOMS IN B-10 4E URGENT 2/6/12 NNMC-10 2 FCA_PAINT
B288DT PLUM - Repair Leak URGENT 2/10/12 NNMC-10 2 PLUMBING
B284GZ PLUMB-ICE MACHINE- BLDG 10, RM 6019 URGENT 2/9/12 NNMC-10 2 PLUMBING
B27YJ3 DOOR - BROKEN OFF HINGE - BLDG 10, RM 3166 URGENT 2/7/12 NNMC-10 2 REPAIR
B27ZFC PLUM - Sink Clogged URGENT 2/8/12 NNMC-10 2 PLUMBING
B27ZJ7 GENM  - Toilet Seats Loose URGENT 2/8/12 NNMC-10 2 REPAIR
B27YT9 LOCK- 040  5CENTER SERVICE 2/7/12 NNMC-10 1 STRUCTURAL
B28FJP SFHP - HANG WHITE BOARD SERVICE 2/13/12 NNMC-10 1 LABOR
B27ZL7 LOCK- 051 GENERAL INTERNAL MEDICINE SERVICE 2/8/12 NNMC-10 1 STRUCTURAL
B28LRT ELEC - EXPOSED WIRES - BLDG 10, RM 1127 URGENT 2/17/12 NNMC-10 2 ELECTRICAL
B28LBG PLUM - No Water URGENT 2/16/12 NNMC-10 2 PLUMBING
B28LRF PEST-INVESTIGATE BED BUGS URGENT 2/17/12 NNMC-10 2 PEST CONTROL
B28LZC PLUM - ICE MACHINE - BLDG 10, RM 5017 URGENT 2/17/12 NNMC-10 2 APPLIANCE

B28LZN
DOOR - ACCESS HATCH - BLDG 10, 7 WEST, RMS 7166C, 
5166B

URGENT 2/17/12 NNMC-10 2 MISC

B28LZ5 GENM-HANGING SMOKE ALARM SERVICE 2/17/12 NNMC-10 1 FCA_OTHER

B28LFR CARP - COFFEE POTS - BLDG 10, RMS 5069, 5041, 5017 SERVICE 2/16/12 NNMC-10 1 MISC

B28LXG PTNG - PATCH AND PAINT SERVICE 2/17/12 NNMC-10 1 FCA_PAINT
B28LY3 ELEC - DOOR ACTUATOR  - BLDG 10, NEAR 7066 URGENT 2/17/12 NNMC-10 2 ELECTRICAL
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B28LX4 CARP - CABINET REPAIR - BLDG 10, RM 4121 SERVICE 2/17/12 NNMC-10 1 REPAIR
B28PF7 PTNG- PAINT CEILING WALL SERVICE 2/22/12 NNMC-10 1 FCA_PAINT
B28PFF PTNG- PAINT WALL SERVICE 2/22/12 NNMC-10 1 FCA_PAINT
B28PG6 HVAC - TOO COLD - BLDG 10, RM 6165E URGENT 2/22/12 NNMC-10 2 HVAC
B28PTK HVAC - Investigate Resolve Issue, Too Cold SERVICE 2/22/12 NNMC-10 1 HVAC
B28PMB SFHP - Cabinet Door URGENT 2/22/12 NNMC-10 2 REPAIR
B28NVX GENM-REPAIR REPLACE DOOR URGENT 2/21/12 NNMC-10 2 REPAIR
B28NDS ELEC - REPLACE 2 OUTLETS - BLDG 10, RM 5074 URGENT 2/21/12 NNMC-10 2 ELECTRICAL
B28NVJ HVAC- COLD TEMPERATURE SERVICE 2/21/12 NNMC-10 1 HVAC
B293D3 GENM-HOLE IN WALL SERVICE 2/27/12 NNMC-10 1 REPAIR
B2939J GENM-REPAIR/REPLACE DOOR URGENT 2/27/12 NNMC-10 2 REPAIR
B298DJ ELEC-CODE BLUE STRING SERVICE 2/28/12 NNMC-10 1 ELECTRICAL
B298FB PTNG-PAINT WALL SERVICE 2/28/12 NNMC-10 1 FCA_PAINT
B298FR PLUM- REPLACE PIPES SERVICE 2/28/12 NNMC-10 1 PLUMBING
B2985N GENM-REPAIR/REPLACE DOOR SERVICE 2/28/12 NNMC-10 1 REPAIR
B298FL LOCK-REPAIR LOCK SERVICE 2/28/12 NNMC-10 1 REPAIR
B29DS8 PLUM - CLOGGED TOILET - BLDG 10, RM 6019A URGENT 3/2/12 NNMC-10 2 PLUMBING
B29DT6 PLUM - CONSTANT DRIP - BLDG 10, RM 5111 URGENT 3/2/12 NNMC-10 2 PLUMBING
B29RFZ HVAC - TOO COLD - BLDG 10, NEAR 4138 URGENT 3/12/12 NNMC-10 1 HVAC
B29RDM ELEC-REPAIR ICE MACHINE URGENT 3/12/12 NNMC-10 2
B29NWR GENM-DOOR DOES NOT CLOSE AND LATCH URGENT 3/8/12 NNMC-10 2 REPAIR
B29NT2 GENM- PATCH/PAINT SERVICE 3/8/12 NNMC-10 1 FCA_PAINT
B29NNV GENM-DOOR NOT SECURING URGENT 3/8/12 NNMC-10 2 REPAIR
B29NVS HVAC-THERMOSTAT DIAL BROKEN URGENT 3/8/12 NNMC-10 2 HVAC
B29NWT PLUM-EYES WASH TEMP CHECK URGENT 3/8/12 NNMC-10 2 PLUMBING
B29MT4 PLUM - CLOGGED TOILET - BLDG 10, APU, RM 3016 URGENT 3/6/12 NNMC-10 2 PLUMBING
B29RJD ELEC-TUBE SYSTEM DOWN URGENT 3/12/12 NNMC-10 2 ELECTRICAL
B29TXV BKLG-REPLACE SHOWER LIGHTS SERVICE 3/13/12 NNMC-10 1 ELECTRICAL

B29RNV HVAC - BROKEN THERMOSTAT? - BLDG 10, RM 7058 URGENT 3/12/12 NNMC-10 2 HVAC

B29RNX LOCK - BROKEN KEY PAD - BLDG 10, RM 7064 URGENT 3/12/12 NNMC-10 2 LOCKS
B29TTF BKCT-REPLACE CEILING LIGHTS SERVICE 3/13/12 NNMC-10 1 ELECTRICAL
B29TTV PLUM-REPAIR/REPLACE FAUCET SERVICE 3/13/12 NNMC-10 1 PLUMBING
B29ZGT PLUM-REPAIR CLOGGED SINK SERVICE 3/19/12 NNMC-10 1 PLUMBING
B2B26D ELEC-EMCOR ASSISTANCE SERVICE 3/20/12 NNMC-10 1 ELECTRICAL
B2B26N GENM-REPAIR/REPLACE TOILET SEAT SERVICE 3/20/12 NNMC-10 1 REPAIR
B2B4PT PLUM-SINK OVERFLOWING URGENT 3/22/12 NNMC-10 2 PLUMBING
B2B4M9 LOCK-REPAIR LOCK SERVICE 3/22/12 NNMC-10 1 LOCKS
B2B549 GENM-REPAIR BROKEN DOOR HANDLE URGENT 3/23/12 NNMC-10 2 REPAIR
B2B6ZD LOCKS-BREAK LOCK/OPEN CABINET SERVICE 3/27/12 NNMC-10 1 LOCKS
B2B753 ELEC-REPAIR POWER OUTLET SERVICE 3/27/12 NNMC-10 1 ELECTRICAL
B2B7PV PLUM - CEILING LEAK - BLDG 10, OUTSIDE RM 6018 URGENT 3/28/12 NNMC-10 2 PLUMBING
B2B7C9 LOCK- 101 3 CENTER SERVICE 3/27/12 NNMC-10 1 STRUCTURAL
B2BB3X ELEC-INSTALL POWER AND TV MNTS B-10 SERVICE 4/2/12 NNMC-10 1 ELECTRICAL
B2BB45 ELEC-RESTORE LIGHTS SERVICE 4/2/12 NNMC-10 1
B2BB46 ELEC-RESTORE LIGHTS SERVICE 4/2/12 NNMC-10 1
B2BB47 ELEC-RESTORE LIGHTS URGENT 4/2/12 NNMC-10 2 ELECTRICAL
B2BB7N GENM-REPAIR UNSECURED DOOR URGENT 4/2/12 NNMC-10 2 REPAIR
B2B9YN ELEC - AUTO DOOR - BLDG 10, CORRIDOR 6033 SERVICE 4/2/12 NNMC-10 1 ELECTRICAL
B2B9ZL GENM-REPAIR HOLE IN WALL SERVICE 4/2/12 NNMC-10 1 REPAIR
B2BBP8 GENM - MEDICINE DOOR - BLDG 10, RM 4132 URGENT 4/3/12 NNMC-10 2 REPAIR

B2BB33
BKLG - MOLDY CEILING TILES - BLDG 10, 4 CENTER, 
NURSE STATION

URGENT 4/2/12 NNMC-10 1 LABOR
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B2BBR9 PLUM - WATER FOUNTAIN - BLDG 10, RM 4163 SERVICE 4/3/12 NNMC-10 1 PLUMBING
B2BBJ9 PLUM-REPAIR ICE MACHINE LEAK URGENT 4/3/12 NNMC-10 2 PLUMBING

B2BBRT
ELEC - HILL-ROM TRACKING STATION - BLDG 10, RM 4 
EAST NURSING STATION

URGENT 4/3/12 NNMC-10 2 ELECTRICAL

B2BBTX PLUM - Eyewash Station - BLDG 10, RM 3122 URGENT 4/3/12 NNMC-10 2 PLUMBING
B2BB8R ELEC - AUTO DOOR - BLDG 10, NEAR 6047 URGENT 4/2/12 NNMC-10 2 REPAIR
B2BBKF PLUM-REPAIR CEILING LEAK URGENT 4/3/12 NNMC-10 2 PLUMBING
B2BBVN BKCT - CEILING TILES - BLDG 10, NEAR 4126 URGENT 4/3/12 NNMC-10 2 LABOR
B2BBT3 BKCT-REPLACE CEILING TILES URGENT 4/3/12 NNMC-10 2 REPAIR
B2BBTG ELEC-REPLACE LIGHTBULBS SERVICE 4/3/12 NNMC-10 1 ELECTRICAL
B2BBWG GENM-REPAIR DOOR SERVICE 4/3/12 NNMC-10 1 REPAIR

B2BBF9
GENM - MISSING COVER PLATE - BLDG 10, 4TH FLOOR 
EAST

SERVICE 4/2/12 NNMC-10 1 REPAIR

B2BB68 ELEC - Replace Missing Light Covers/Loose Boxes SERVICE 4/2/12 NNMC-10 1 ELECTRICAL
B2BB8S GENM - No cover/ Missing F/A Device SERVICE 4/2/12 NNMC-10 1 REPAIR

B2BB9H GENM - Door Does not lock; Missing Ceiling Access Panel SERVICE 4/2/12 NNMC-10 1 REPAIR

B2BK3H PLUM - TOILET SEATS - BLDG 10, RM 2117 URGENT 4/13/12 NNMC-10 2 REPAIR

B2BH6J PLUM - Correct Fire Violation R 6116 & 6014 URGENT 4/9/12 NNMC-10 2
FIRE 

PROTECTION
B2BL65 PLUM-REPAIR SINK LEAK SERVICE 4/17/12 NNMC-10 PLUMBING
B2BJMZ ELEC-REPLACE LIGHTBULB SERVICE 4/12/12 NNMC-10 1 ELECTRICAL
B2BK7C ELEC-REPAIR ELECTRICAL OUTLET URGENT 4/13/12 NNMC-10 2 ELECTRICAL
B2BK83 PLUM-REPAIR CLOGGED SHOWER URGENT 4/13/12 NNMC-10 2 PLUMBING
B2BHXX LOCK- 114 OBGYN PRENATAL ASSESMENT SERVICE 4/10/12 NNMC-10 1 STRUCTURAL
B2BJ42 PLUM-NO HOT WATER URGENT 4/11/12 NNMC-10 2 PLUMBING

B2BH9L
PTNG - PATCH AND PAINT - BLDG 10, 5TH FLOOR 
HALLWAY BETWEEN 5049 & 5051

SERVICE 4/9/12 NNMC-10 1 FCA_PAINT

B2BJDP HVAC-ADJUST TEMPERATURE URGENT 4/11/12 NNMC-10 2 HVAC
B2BJPC PLUM-ADJUST WATER TEMPERATURE SERVICE 4/12/12 NNMC-10 1 PLUMBING
B2BL4B PLUM-REPAIR TOILET FLUSH URGENT 4/17/12 NNMC-10 2 PLUMBING
B2BNJX PLUM-REPAIR TOILET SERVICE 4/23/12 NNMC-10 PLUMBING
B2BP95 GENM-MOVE CURTAIN TRACK SERVICE 4/24/12 NNMC-10 1 REPAIR
B2BP88 PLUM-CLOGGED SINK B-10 RM 3109 URGENT 4/24/12 NNMC-10 2 PLUMBING

B2BNKR LOCK - DOOR HANDLE COMING OFF - BLDG 10, RM 6142 URGENT 4/23/12 NNMC-10 2 LOCKS

B2BNYG GENM-WINDOW NOT WORKING URGENT 4/24/12 NNMC-10 2 REPAIR
B2BP2D PLUM-TOILET CLOGGED. URGENT 4/24/12 NNMC-10 2 PLUMBING
B2BP8P BROKEN LOCK - BLDG 10, RM 7162 URGENT 4/24/12 NNMC-10 2 LOCKS
B2BP8Y PLUM - CEILING LEAK - BLDG 10, RM 6159 SERVICE 4/24/12 NNMC-10 2 PLUMBING
B2BNMK GENM-WATER LEAKING THROUGH WINDOW SERVICE 4/22/12 NNMC-10 1 REPAIR

B2BNVP
TILES/HOLES/LIGHT COVER - BLDG 10, RMS 4033, 4037, 
4039, 4041, 4043, 4056, 4123A, 4132, 4252

SERVICE 4/24/12 NNMC-10 1 REPAIR

B2BP3P GENM-REPAIR TOILET SEAT SERVICE 4/24/12 NNMC-10 1 REPAIR
B2BR5L PLUM REPAIR TOILET NOT FLUSHING URGENT 4/26/12 NNMC-10 2 PLUMBING
B2BR95 PLUM-REPAIR CLOGGED ICE MACHINE URGENT 4/26/12 NNMC-10 2 PLUMBING
B2BV3D HVAC-REPAIR SMART ALARM REF SERVICE 5/1/12 NNMC-10 1 HVAC
B2BV6M HVAC-ADJUST TEMPERATURE URGENT 5/1/12 NNMC-10 2 HVAC

B2BV3Z
GENM-REPAIR/REPLACE TOILET SEAT B-10 ROOM # 
3107A

SERVICE 5/1/12 NNMC-10 1 REPAIR

B2BXSD
ELEC - EMERGENCY ALARM KEEPS SOUNDING ON EXIT 
DOOR - BLDG 10, RM 1022A

URGENT 5/4/12 NNMC-10 2 ELECTRICAL
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B2BXV9
GENM - SQUEAKY DOOR - PATIENTS COMPLAINING - 
BLDG 10, 5017

URGENT 5/4/12 NNMC-10 2 REPAIR

B2BXLV PTNG PATCH & PAINT - BLDG 10, 3RD FLOOR NEAR 3270 SERVICE 5/4/12 NNMC-10 1 FCA_PAINT

B2BXT7
PLUM- B-10 ROOM 2117 REPAIR BROKEN FAUCET 
HANDLE

SERVICE 5/4/12 NNMC-10 1 PLUMBING

B2BZ5V
ELEC - BROKEN LIGHT SWITCH - BLDG 10, MICC, RMS 
OUTSIDE 6127, 6142

SERVICE 5/8/12 NNMC-10 1 ELECTRICAL

B2C68C
GENM-B-10 6TH FLOOR REPAIR TOILET SEAT/REPAIR 
WALL

SERVICE 5/11/12 NNMC-10 1 REPAIR

B2C7C9 PLUM-B-10 ROOM # 7066 REPAIR CEILING LEAK URGENT 5/15/12 NNMC-10 3 PLUMBING
B2C89P PLUM-REPAIR SHOWERHEAD AND TOILET SEAT. SERVICE 5/16/12 NNMC-10 1 PLUMBING

B2C6BH
GENM - REPAIR/REPLACE THRESHOLD STRIP - BLDG 10, 
RM 3181STR

URGENT 5/11/12 NNMC-10 2 REPAIR

B2C6B3 HVAC-B-10 4 EAST WARD - WHOLE WARD IS TOO COLD. URGENT 5/11/12 NNMC-10 2 HVAC

B2CCY4 PLUM -CEILING LEAK - BLDG 10, RM 7214 URGENT 5/21/12 NNMC-10 3 PLUMBING
B2CCT8 PLUM - CEILING LEAK - BLDG 10, OUTSIDE 6018 SERVICE 5/21/12 NNMC-10 2 PLUMBING

B2CCRY
HVAC-B-10 ROOM # 4159 - REPAIR MEDICATION 
REFRIGERATOR , GENM-B-10 ROOM # 6159 REPAIR 
DOOR LOCK

URGENT 5/21/12 NNMC-10 3 HVAC

B2CCL8 ELEC-B-10 ROOM # 5105 REPAIR CALL BELL URGENT 5/18/12 NNMC-10 3 ELECTRICAL

B2CFFX
HVAC - MED FRIDGE THERMOSTATS - BLDG 10, RM 
5148A

URGENT 5/23/12 NNMC-10 3 HVAC

B2CGFH BKLG - LIGHTS OUT - BLDG 10, RM 1101 SERVICE 5/25/12 NNMC-10 2 ELECTRICAL
B2CFR7 Lock- MICC SERVICE 5/23/12 NNMC-10 4 LOCKS
B2CFRD Locks- MICC SERVICE 5/23/12 NNMC-10 4 LOCKS

B2CG22
CALL BELL - CONTINUOUSLY BLINKS - PATIENT CARE - 
BLDG 10, RM 3010

URGENT 5/24/12 NNMC-10 3 ELECTRICAL

B2CG2J
PLUM - SHOWER HEAD LEAK IN PATIENT ROOM - BLDG 
10, RM 5165

SERVICE 5/24/12 NNMC-10 2 PLUMBING

B2CG53 BKLG - LIGHTS OUT - BLDG 10, RM 7230, 7138 SERVICE 5/24/12 NNMC-10 2 ELECTRICAL

B2CG6H
GENM - RESTROOM DOORS NOT LOCKING - BLDG 10, 
RM 6142

SERVICE 5/24/12 NNMC-10 2 STRUCTURAL

B2CFWB
HVAC - TOO HOT IN OCCUPIED PATIENT ROOMS - BLDG 
10, RMS 7068, 7072

URGENT 5/23/12 NNMC-10 3 HVAC

B2CKRS Lock- Patient Administration SERVICE 5/30/12 NNMC-10 4 LOCKS

B2CLCL
PLUM - CHANGE WATER FILTER - BLDG 10, Room 5079 
and Hallway fountain inside Room 1020

SERVICE 6/1/12 NNMC-10 2 PLUMBING

B2CL5R GENM-Bldg. 10, Rm. 6006. Replace soap dispenser. SERVICE 5/31/12 NNMC-10 2 REPAIR

B2CLDX PLUM - BROKEN ICE MACHINE - BLDG 10, RM 3185 URGENT 6/1/12 NNMC-10 3 APPLIANCE

B2CL44 HVAC - TOO HOT IN PATIENT ROOM - BLDG 10, RM 5179 URGENT 5/31/12 NNMC-10 3 HVAC

B2CLH9 GENM-DOOR HANDLE COMING OFF OF SUPPLY CLOSET SERVICE 5/31/12 NNMC-10 3 REPAIR

B2CKWY GENM- PATIENT DOOR WILL NOT CLOSE SERVICE 5/31/12 NNMC-10 3 REPAIR

B2CMGM
ELEC - FIRE DOOR - INSTALL MAGNETS - BLDG 10, RM 
3235

URGENT 6/5/12 NNMC-10 3 ELECTRICAL

B2CMGV PLUM, GENM-Bldg. 10, Rm. 5183. Significant ceiling leak. URGENT 6/5/12 NNMC-10 3 PLUMBING

B2CM6X ELEC - LIGHT OUT - BLDG 9, RM 3235 SERVICE 6/4/12 NNMC-10 2 ELECTRICAL
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B2CRFH
BLKG - FLICKERING LIGHT - PATIENT BATHROOM - BLDG 
10, RM 5006

SERVICE 6/8/12 NNMC-10 2 ELECTRICAL

B2CRFP
GENM-Bldg. 10, 5W. Handle on door to patient pantry is 
very loose, needs to be tightened.

SERVICE 6/8/12 NNMC-10 2 REPAIR

B2CMXT PLUM - ICE MACHINE - FLOODING - BLDG 10, RM 4167 URGENT 6/5/12 NNMC-10 3 APPLIANCE

B2CRDS
PLUM-Bldg. 10, 3rd Floor, Rm. 3142. Sink is backed up, 
draining slowly. Needs to be snaked.

URGENT 6/8/12 NNMC-10 3 PLUMBING

B2CPXF PLUM-Bldg. 10, Rm. 5134. Toilet not flushing properly. URGENT 6/8/12 NNMC-10 3 PLUMBING

B2CP8W
GENM-Bldg. 10, Rms. 2125 and 2122. Two doors need an 
automatic open button installed.

SERVICE 6/8/12 NNMC-10 2 REPAIR

B2CPBH
BKLG-Bldg. 10, 6th Floor, Rm. 6036. Overhead ceiling 
light has multiple lights out.

URGENT 6/8/12 NNMC-10 3 REPAIR

B2CLW8 LOCKS - CHANGE CIPHER CODE - BLDG 10, RM 4242 URGENT 6/4/12 NNMC-10 3 LOCKS

B2CRPF PLUM - CLOGGED SINK - BLDG 10, 3 WEST, NEAR 3175 SERVICE 6/11/12 NNMC-10 2 PLUMBING

B2CP23 LOCK - MISSING LOCK - BLDG 10, RM 4145 URGENT 6/7/12 NNMC-10 3 LOCKS
B2CLV6 HVAC-TOO COLD. ADJUST TEMPERATURE URGENT 6/4/12 NNMC-10 3 HVAC
B2CVBN HVAC - TUBE SYS DOWN - BLDG 10, NEAR 7111 URGENT 6/14/12 NNMC-10 3 HVAC

B2CVF9
LOCK/ELEC - KEY GETS STUCK/ CHECK MAGNET- BLDG 
10, 7018

SERVICE 6/14/12 NNMC-10 2 LOCKS

B2CVR9
GENM-B-10 ROOM # CORRIDOR DOORS CLOSE TO 
ROOM 6130 - REPAIR MALFUNCTIONING DOOR

SERVICE 6/15/12 NNMC-10 2 REPAIR

B2CV8Z HVAC-Bldg. 10, Rm. 4288. Patient room is too hot. URGENT 6/14/12 NNMC-10 3 HVAC

B2CVKV
LOCK - SOFTEN CIPHER ALARM - BLDG 10, RM 7004, 
7005

SERVICE 6/14/12 NNMC-10 2 LOCKS

B2CVRB SFHP - HANG FRAME - BLDG 10, RM 2104 SERVICE 6/15/12 NNMC-10 2 LABOR
B2D4LW PLUM-ICE MACHINE LEAKING URGENT 5/7/12 NNMC-10 2 PLUMBING

B2CYHV
GENM-B-10 ROOM # 5078 - REPLACE LIGHT AND REPAIR 
BATHROOOM DOOR.

SERVICE 6/21/12 NNMC-10 2 REPAIR

B2CYL4 GENM-B-10 ROOM # 3231 - MOUNT BIG TV TO WALL. SERVICE 6/21/12 NNMC-10 3 REPAIR

B2CXKR BKLG-Bldg. 10, Rm. 6024. Replace lights. SERVICE 6/19/12 NNMC-10 2 REPAIR
B2CXKS HVAC-Bldg. 10, 3rd Floor. Too hot. SERVICE 6/19/12 NNMC-10 2 HVAC

B2CYDZ
PLUM - LEAKING TOILET - PATIENT BATHROOM - BLDG 
10, RM 7030

URGENT 6/21/12 NNMC-10 3 PLUMBING

B2CYGF ELEC - NURSE CALL - BLDG 10, RM 5016 URGENT 6/21/12 NNMC-10 3 ELECTRICAL

B2CY7S
GENM-B-10 ROOM # 1127A CDO DESK - TINT GLASS 
WINDOW.

SERVICE 6/20/12 NNMC-10 2 REPAIR

B2CYGY CEILING LEAKING SERVICE 5/6/12 NNMC-10 1 PLUMBING
B2CYH5 TOILET CLOGGED. SERVICE 5/7/12 NNMC-10 1 PLUMBING
B2CYHC CALL BELL SYSTEM IS DOWN SERVICE 5/7/12 NNMC-10 1 ELECTRICAL
B2CYHG TOILET OVERFLOWING SERVICE 5/7/12 NNMC-10 1 PLUMBING

B2CXJ3 BKLG-B-10 ROOM # 4260 REPLACE BURNED OUT LIGHT. SERVICE 6/19/12 NNMC-10 2 ELECTRICAL

B2CZ5T
HVAC? HIGH PITCHED NOISE IN CEILING / BKLG - BLDG 
10, RM 6159, RM 6163A

URGENT 6/22/12 NNMC-10 3 REPAIR

B2CY5Y
HVAC? HIGH PITCHED NOISE IN CEILING - BLDG 10, RM 
6139

URGENT 6/20/12 NNMC-10 3 HVAC

B2CYMM
GENM-Bldg. 10, Rm. 2107. Loud noise coming from 
ceiling.

SERVICE 6/21/12 NNMC-10 2 REPAIR

B2CYMN HVAC-Bldg. 9, Rm. 4039. Too hot. URGENT 6/21/12 NNMC-10 3 HVAC
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B2CYP5
GENM-Bldg. 10, Rm. 6139. Loud buzzing noise coming 
from ceiling.

URGENT 6/21/12 NNMC-10 3 REPAIR

B2CY6F SFHP - SURGE PROTECTOR - BLDG 10, NEXT TO 7069 SERVICE 6/20/12 NNMC-10 2 LABOR

B2CY6L BKLG - CEILING TILES - BLDG 10, 7148, 7139, 7168, 7169 SERVICE 6/20/12 NNMC-10 2 LABOR

B2CY89
PLUM - LEAKING FAUCET - HAZARDOUS - BLDG 10, RM 
7148

URGENT 6/20/12 NNMC-10 3 PLUMBING

B2CYC5
PLUM - WATER TOO HOT - MOTHERS COMPLAINING - 
BLDG  10, NURSE STATION, 3 WEST

URGENT 6/20/12 NNMC-10 3 PLUMBING

B2CYCH HVAC - TOO HOT IN PATIENT ROOM - BLDG 10, RM 7137 URGENT 6/20/12 NNMC-10 3 HVAC

B2CYG2
GENM-Bldg. 10, Rm. 6137. Television mount needs to 
adjusted and tightened.

SERVICE 6/21/12 NNMC-10 2 REPAIR

B2CXML
GENM-B-10 ROOM # 5131 - HOLE IN WALL/PAINT, 5133 - 
PAINT WALL, 5141 - HOLE IN WALL, 5135 - NO LIGHT 
PULL CHORD.

SERVICE 6/20/12 NNMC-10 2 REPAIR

B2CXN4
PLUM-B-10 ROOM # 5141-NO HOT WATER,5143 
 FAUCET LEAK, 5145 - RE-PAINT WALL.

SERVICE 6/20/12 NNMC-10 PLUMBING

B2CXNH
GENM-B-10 ROOM # 5147 - DOOR SQUEAK,  5149-NO 
PULL LIGHT CHORD, 5151 PAINT WALL/NO LIGHT PULL 
CHORD, 5153 LIGHT PULL CHORD.

SERVICE 6/20/12 NNMC-10 REPAIR

B2CXNZ
GENM-B-10 ROOM # 5034-NO LIGHT PULL CHORD,5036 
DOOR SQUEAK,5046 NO LIGHT PULL CHORD,5050 -
REPLACE BATHROOM MIRROR.

SERVICE 6/20/12 NNMC-10 REPAIR

B2CXPK PLUM-B-10 ROOM # 6026 - REPAIR CLOGGED SINK URGENT 6/20/12 NNMC-10 PLUMBING

B2CY25
GENM-B-10 ROOM # 4128 - BROKEN THERMOSTAT 
COVER

SERVICE 6/20/12 NNMC-10 2 REPAIR

B2CYPB
PLUM-B-10 ROOM # 4128 - ICE MACHINE LEAK.B-10 
ROOM # 4159 - REPAIR SHOWER HEAD

URGENT 6/21/12 NNMC-10 3 PLUMBING

B2CXF8 PLUM-Bldg. 10, Rm. 3239. Toilet clogged. URGENT 6/19/12 NNMC-10 3 PLUMBING

B2CXFM
GENM-Bldg. 10, Rm. 4295. NEGATIVE PRESSURE ROOM 
WILL NOT STABILIZE.

URGENT 6/19/12 NNMC-10 3 REPAIR

B2D9WW
GENM-Bldg. 10, Rm. 6137. Hill-Rom Nurse Call System 
produces loud static sound. Please address.

URGENT 6/27/12 NNMC-10 3 REPAIR

B2DB4F
GENM-Bldg. 10, 4 Center, Rooms 4257 and 4252. Light 
bulbs are dead.

SERVICE 6/27/12 NNMC-10 2 REPAIR

B2D9BH
GENM-Bldg. 10, 7W, Nurse's Desk. Drawer underneath 
Call Bell System is off tracks.

SERVICE 6/26/12 NNMC-10 2 REPAIR

B2D9BL
GENM-Bldg. 10, Rm. 7114A. Install new XL dry-erase 
board, switch positions of two existing boards, and 
install magazine racks.

SERVICE 6/26/12 NNMC-10 2 REPAIR

B2D9XC
PLUM-Bldg. 10, Rm. 2130A. Hot water runs brown in 
patient bathroom.

URGENT 6/27/12 NNMC-10 3 PLUMBING

B2D9XM
PLUM-Bldg. 10, 5W, Rm. 5164. Bathroom (unisex) has 
clogged toilet.

URGENT 6/27/12 NNMC-10 3 PLUMBING

B2D9YY
BKLG-Bldg. 60, Rm. 1133, Medevac Office. All ceiling 
bulbs need to be changed.

SERVICE 6/27/12 NNMC-10 2 REPAIR

B2D9JN PLUM-TOILET NOT WORKING URGENT 6/26/12 NNMC-10 3 PLUMBING
B2DB5C BKLG-Bldg. 10, Rm. 5119. Relamp bathroom. SERVICE 6/27/12 NNMC-10 2 REPAIR
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B2FMSG
PLUM-Bldg. 10, Rm. 6139. Loud noise coming from pipe 
in ceiling. Please address.

SERVICE 7/3/12 NNMC-10 2 PLUMBING

B2FN4P PLUM-B-10 ROOM # 3410 - REPAIR CLOGGED TOILET. URGENT 7/5/12 NNMC-10 3 PLUMBING

B2FS4H
PLUM - CLOGGED ICE MACHINE - PATIENT CARE - BLDG 
10, RM 4128

URGENT 7/6/12 NNMC-10 3 APPLIANCE

B2FS5Y
PLUM - CLOGGED TOILET IN PATIENT ROOM - BLDG 10, 
RM 4037

URGENT 7/6/12 NNMC-10 3 PLUMBING

B2FS8S PLUM - B-10 ROOM # 6152 - RUPTURED TUBING SERVICE 7/6/12 NNMC-10 2 PLUMBING

B2FS8D
ELEC - LIGHTS OUT - BLDG 10, RMS 4232, 4230, 4228, 
4017, 4021

URGENT 7/6/12 NNMC-10 3 ELECTRICAL

B2FGWX PLUM-B-10 ROOM # 6109  - REPAIR SINK LEAK SERVICE 7/2/12 NNMC-10 2 PLUMBING

B2FLWW
ELEC-B-10 ROOM # 7 WEST NURSING STATION - REPAIR 
CALL BELL

URGENT 7/2/12 NNMC-10 3 ELECTRICAL

B2FM8W ELEC-B-10 3 CENTER - HILLROM SYSTEM MALFUNCTION URGENT 7/3/12 NNMC-10 3 ELECTRICAL

B2FRMN LOCK - DOOR OUT OF ALIGNMENT - BLDG 10, RM 3279 SERVICE 7/6/12 NNMC-10 2 LOCKS

B2FS8N
PLUM - CLOGGED ICE MACHINE - PATIENT CARE - BLDG 
10, RM 4112

URGENT 7/6/12 NNMC-10 3 PLUMBING

B2FX22 LOCKS-B-10 ROOM # 4214 - BREAK LOCK URGENT 7/12/12 NNMC-10 3 LOCKS

B2FW4N
PEST-William III, Bldg. 10, 1st Floor, Main Lobby. 
Cockroach infestation.

SERVICE 7/11/12 NNMC-10 3 PEST CONTROL

B2FX5G
LOCK - CHANGE CIPHER CODE ON DOOR - BLDG 10, RM 
7136

URGENT 7/12/12 NNMC-10 3 LOCKS

B2FWM6 HVAC-B-10ROOM # 6042 - HOT TEMPERATURE URGENT 7/12/12 NNMC-10 3 HVAC

B2FXKN
ELEC - PULL CORD TO LIGHT IS BROKEN IN PATIENT 
ROOM  - BLDG 10, RM 5044

URGENT 7/13/12 NNMC-10 3 ELECTRICAL

B2FWG3
HVAC-Bldg. 10, CVH # 402-18. Cold temp. at Nurse's 
Station.

SERVICE 7/11/12 NNMC-10 2 HVAC

B2FWRC
GENM - B-9 ROOM # 3533 - DOOR CENTER CORE DOOR 
DO NOT SHUT.

SERVICE 7/12/12 NNMC-10 2 REPAIR

B2FXMN PLUM - ICE MACHINE CLOGGED - BLDG 10, RM 5069 URGENT 7/13/12 NNMC-10 3 APPLIANCE

B2FVLD PLUM-TOILET WILL NOT FLUSH URGENT 5/22/12 NNMC-10 1 PLUMBING

B2G2YW
GENM-Bldg. 10, Front Lobby, CDO Desk. CDO sign is 
falling off.

SERVICE 7/17/12 NNMC-10 2 REPAIR

B2G2MV
HVAC-Bldg. 17, Rooms 4038, 4042, and 4053. Both 
rooms are too hot.

SERVICE 7/17/12 NNMC-10 2 HVAC

B2G2TT
GENM-Bldg. 10, Rm. 3116. Double doors have end caps 
missing on panic hardware.

URGENT 7/17/12 NNMC-10 3 REPAIR

B2G2RR
GENM-B-10 ROOM # 7114A - REPAIR BROKEN DOOR 
HINGE DOES NOT CLOSE.

SERVICE 7/17/12 NNMC-10 2 REPAIR

B2G4YR
PLUM-Bldg. 10, Rm. 0103 (Mech Room). Pumps CP-7A 
and 7B need replacing due to area flooding. See details.

URGENT 7/18/12 NNMC-10 3 PLUMBING

B2G4Z4
HVAC-Bldg. 10, 4th Floor, Med. Surg. Area. Airflow issues 
with a dozen units. Room and unit numbers listed in 
details.

URGENT 7/18/12 NNMC-10 3 HVAC

B2G523
GENM-Bldg. 10, 7W, Rm. 7119. Door is failing to line up 
properly on its own.

SERVICE 7/18/12 NNMC-10 2 REPAIR

B2G552
GENM-B-10 ROOM # 3109 - PAINT WALL/REMOVE 
BOARD

SERVICE 7/18/12 NNMC-10 2 FCA_PAINT
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B2G2K6 HVAC-B-10 ROOM # 4075 - NO HEAT URGENT 7/17/12 NNMC-10 3 HVAC
B2G57J ELEC - RESTORE LIGHTS TO CLARK AUDITIORIUM SERVICE 7/18/12 NNMC-10 2 ELECTRICAL

B2GLHH
PLUM-Bldg. 10, Rm. 5018. Repair leak and burned-out 
lights.

URGENT 7/24/12 NNMC-10 3 PLUMBING

B2GKMJ GENM-DOOR WILL NOT CLOSE PROPERLY SERVICE 7/19/12 NNMC-10 4 REPAIR
B2GKMS PLUM-LEAK COMING FROM CEILING URGENT 7/19/12 NNMC-10 4 PLUMBING

B2GKMY
HVAC-WHOLE 3 WEST IS TOO HOT AND RM 3141 IS 
VERY VERY HOT

URGENT 7/19/12 NNMC-10 4 HVAC

B2GLGH
ELEC - DANGLING LIGHT FIXTURE - MAIN OR - BLDG 10, 
RM 6042

URGENT 7/24/12 NNMC-10 3 ELECTRICAL

B2GLC6
PLUM - ICE MACHINE LEAKING - PATIENT CARE - BLDG 
10, 4E, RM 4167

URGENT 7/24/12 NNMC-10 3 APPLIANCE

B2GKZJ
PLUM-Bldg. 10, Rm. 5162. Restore proper reoperation to 
pneumatic tube diverter #610.

URGENT 7/23/12 NNMC-10 3 PLUMBING

B2GT5M PLUM - B-10 ROOM # 3002 - TOILET LEAK SERVICE 7/30/12 NNMC-10 2 PLUMBING

B2GTKB
HVAC-B-10 ROOM # 7068 NURSING STATION - LOUD 
NOISE IN THE AREA.

SERVICE 7/31/12 NNMC-10 2 HVAC

B2GTGJ
LOCK - MEDICATION LOCK - PSYCH WARD - IS BROKEN - 
BLDG 10, RM 7142

URGENT 7/31/12 NNMC-10 3 LOCKS

B2GSY3
PLUM B- 10 ROOM # 5181 - ADJUST WATER SHOWER 
TEMPERATURE

SERVICE 7/30/12 NNMC-10 PLUMBING

B2GT78
ELEC-B-10 ROOM # 4 WEST 4TH FLOOR NURSING 
STATION - REPAIR PNEUMATIC TUBE SYSTEM NOT 
FUNCTIONING

URGENT 7/30/12 NNMC-10 3 ELECTRICAL

B2GY2D GENM - BROKEN DOOR CLOSER - BLDG 10, RM 7063 SERVICE 8/3/12 NNMC-10 2 STRUCTURAL

B2GYRS
PLUM - CHANGE ICE MACHINE FILTER - BLDG 10, 4W, 
RM 4112

SERVICE 8/4/12 NNMC-10 2 APPLIANCE

B2GY28 PLUM-ROOM TEMP TOO COLD URGENT 5/2/12 NNMC-10 1 ELECTRICAL
B2GXTX PLUM-CLOGGED TOILET. URGENT 4/19/12 NNMC-10 1 PLUMBING
B2GXTY PLUM-CLOGGED TOILET. URGENT 4/19/12 NNMC-10 1 PLUMBING
B2GXTZ PLUM-CLOGGED TOILET. URGENT 4/19/12 NNMC-10 1 PLUMBING
B2GXV2 HVAC-NEGATIVE PRESSURE ALARM IS GOING OFF URGENT 4/19/12 NNMC-10 1 HVAC
B2GXV3 ELEC-POWER OUTAGE URGENT 4/19/12 NNMC-10 1 ELECTRICAL
B2GXV4 ELEC-BEEPING SOUND COMING FROM CEILING. URGENT 4/20/12 NNMC-10 1 ELECTRICAL
B2GXV6 PLUM-SINK CLOGGED. URGENT 8/2/12 NNMC-10 1 PLUMBING

B2GXWS
HVAC - LOUD NOISE IN CEILING - PATIENT WARD - BLDG 
10, RM 5082

URGENT 8/3/12 NNMC-10 3 HVAC

B2GY2J HVAC-B-10 ROOM # 3111 - HOT TEMPERATURE URGENT 8/3/12 NNMC-10 3 HVAC

B2GY2W
ALARM- B-10 ROOM # 6050 - ABDUCTION ALARM 
MALFUNCTIONING.

URGENT 8/3/12 NNMC-10 3 REPAIR

B2GXXK
HVAC-B-10 ROOM # NURSING STATION - COLD 
TEMPERATURE,B-10 ROOM # 4130 - REPAIR SINK LEAK

URGENT 8/3/12 NNMC-10 3 HVAC

B2H6PT
HVAC - TUBE SYS DOWN - BLDG 10, RM, 6 CENTER, NEAR 
6018

URGENT 8/9/12 NNMC-10 3 HVAC

B2HCH6 PTNG - PATCH & PAINT - BLDG 10, RMS 4298, 4077, SERVICE 8/13/12 NNMC-10 2 FCA_PAINT
B2HCFY PLUM-REPAIR SINK SERVICE 8/13/12 NNMC-10 3 PLUMBING
B2HCFS PLUM-REPAIR SHOWER HEAD URGENT 8/13/12 NNMC-10 3 PLUMBING

B2H6RZ
GENM-B-10 ROOM # 6042 - REPAIR HOLES IN THE 
FLOOR, B-10 ROOM # 6042 - REPAIR BROKEN DOOR 
HANDLE

SERVICE 8/9/12 NNMC-10 2 REPAIR
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B2HCJJ
GENM - BUCKLING TILE - BLDG 10, RM NEAR 7172 
(OBSERVATION WINDOW)

SERVICE 8/13/12 NNMC-10 2 STRUCTURAL

B2HPR6 HVAC-B-10 ROOM # 6542 - HOT TEMPERATURE URGENT 8/17/12 NNMC-10 3 HVAC

B2HPTS GENM-B-10 ROOM 7 WEST - PATCH AND PAINT WALL SERVICE 8/17/12 NNMC-10 2 REPAIR

B2HPVB GENM-B-10 ROOM 7 WEST - PATCH AND PAINT WALL SERVICE 8/17/12 NNMC-10 2 REPAIR

B2HRMM LOCK - BROKEN CIPHER LOCK - NEW TYPE - B-10, R-5102 URGENT 8/21/12 NNMC-10 3 LOCKS

B2HTH8
GENM-B-10 ROOM # HALLWAY CLOSE TO ELEVATOR 7 
WEST EAGLES ELEVATOR WALLS - PATCH AND PAINT 
WALL

SERVICE 8/21/12 NNMC-10 2 REPAIR

B2HRNB
GENM-B-9 ROOM # 2243 - REPAIR HOLEIN WALL/PATCH 
AND PAINT.

SERVICE 8/21/12 NNMC-10 2 REPAIR

B2HTJN
HVAC-B-10 ROOM # NURSES STATION MEDICATION 
ROOM  5TH FLOOR (5 CENTER WARD) - REPAIR 
THERMOSTAT

SERVICE 8/21/12 NNMC-10 2 HVAC

B2HVCN PLUM- b-10 room # 6050 - sink leak URGENT 8/22/12 NNMC-10 3 PLUMBING

B2HV3D
GENM - REPAIR SEATS IN THE CLARK AUDITIORIUM -
BLDG 10, RMS 1012, 2009 (CLARK AUDITORIUM)

SERVICE 8/22/12 NNMC-10 2 REPAIR

B2HV6S PLUM - CLOGGED DRAIN - BLDG 10, RM 5C, RM 5137 URGENT 8/22/12 NNMC-10 3 PLUMBING

B2HV82 BKLG - LIGHT OUT - BLDG 10, RM 5164 SERVICE 8/22/12 NNMC-10 2 ELECTRICAL
B2HR6D PLUM- ICE MACHINE LEAKING, BLDG 10 URGENT 8/20/12 NNMC-10 1 PLUMBING

B2HR82
PLUM-B-10 ROOM # 5050 - REPAIR DRAIN NOT 
WORKING PROPERLY.ROOM # 5130 - REPAIR FAUCET.

SERVICE 8/20/12 NNMC-10 2 PLUMBING

B2HRDH ELEC-B-10 ROOM # 6026 - REPAIR LIGHT SWITCH. SERVICE 8/20/12 NNMC-10 2 ELECTRICAL
B2HRDX HVAC - B-10 ROOM # 5137 - COLD TEMPERATURE URGENT 8/20/12 NNMC-10 3 HVAC

B2HV73
PLUM-B-10 ROOM # 4031 - REPAIR SHOWER NO HOT 
WATER

URGENT 8/22/12 NNMC-10 3 PLUMBING

B2HTKV PLUM- B-10 ROOM # 4073 - SEWAGE SMELL URGENT 8/21/12 NNMC-10 3 PLUMBING

B2HTKY
ELEC-B-10 ROOM # 7111 - PNEUMATIC TUBE SYSTEM 
 MALFUNCTIONING.

URGENT 8/21/12 NNMC-10 3 ELECTRICAL

B2HTLS
PLUM-B-10 ROOM # 5119 - TOILET LEAK AND 
REPAIR/REPLACE TOILET SEAT.

URGENT 8/21/12 NNMC-10 3 PLUMBING

B2HVF4 LOCK - BROKEN LOCK - BLDG 10, RM 2104, 2127 URGENT 8/22/12 NNMC-10 3 LOCKS

B2HVF5
ELEC - POWER OUTLET FOR TV/REMOTE NOT WORKING - 
BLDG 10, RM 6012

SERVICE 8/22/12 NNMC-10 2 ELECTRICAL

B2HVF7 RPL INOPERABLE SUMP PUMP - BLDG 10, RM 0103 URGENT 8/22/12 NNMC-10 3 PLUMBING

B2JH9K
HVAC - ROOM WAY TOO WARM - BLDG 10, 3W, RM 
3177

URGENT 8/24/12 NNMC-10 3 HVAC

B2JHGK PLUM - UNSTOP FLOOR DRAIN - BLDG 10 MER 0103 URGENT 8/24/12 NNMC-10 3 PLUMBING

B2JHW8 GENM - REPLACE WET MOLDY WALL - BLDG 1, RM 1603 SERVICE 8/27/12 NNMC-10 2 LABOR

B2JTVJ ICE MACHINE IS LEAKING WATER ALL OVER THE FLOOR URGENT 9/7/12 NNMC-10 3 PLUMBING

B2JT9X Lights / Ceiling Tile SERVICE 9/7/12 NNMC-10 2 LABOR
B2JTZB CHANGE LIGHT ABOVE BED - BLDG 10, RM 5131 URGENT 9/10/12 NNMC-10 3 ELECTRICAL

B2JV2Z
PLUM - TOILET NOT WORKING - BAGGED - BLDG 10, RM 
7004

URGENT 9/10/12 NNMC-10 3 PLUMBING

B2JVLB HVAC - HOT NETWORK CLOSET SERVICE 9/10/12 NNMC-10 2 HVAC
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B2JVJB CEILING LEAK. URGENT 9/2/12 NNMC-10 3 REPAIR

B2JVHF
HANDICAP DOOR WON-T OPEN - APU - BLDG 10, RM 
3536

URGENT 9/11/12 NNMC-10 3 REPAIR

B2JSXX B10, R6004 - COLD ROOM - MICC URGENT 9/7/12 NNMC-10 3 HVAC

B2JVML BKLG - LIGHT OUT IN RESTROOM - BLDG 10, RM 5024 URGENT 9/11/12 NNMC-10 3 ELECTRICAL

B2JT3C BLDG 10, MAIN LOBBY, 1ST FLOOR - SLIDING DOOR URGENT 9/7/12 NNMC-10 3 REPAIR
B2JT3T TOO COLD - B10, ALL 7E, PSYCH WARD URGENT 9/7/12 NNMC-10 3 HVAC
B2JVJS WATER IS SCALDING HOT SERVICE 9/9/12 NNMC-10 2 PLUMBING
B2JTSZ Water leaking URGENT 9/10/12 NNMC-10 3 PLUMBING
B2JT8B AHU or UAC light about patient room door URGENT 9/7/12 NNMC-10 2 HVAC

B2JTN4 SQUEAKY DOORS - NNMC-10, 7 WEST, ENTIRE WING URGENT 9/8/12 NNMC-10 3 LABOR

B2JT2C BROKEN TOILET SEAT IN PATIENT ROOM SERVICE 9/5/12 NNMC-10 2 REPAIR

B2JVDV VISITOR FELL OFF TOILET SEAT , PLEASE SECURE SEAT SERVICE 9/9/12 NNMC-10 2 PLUMBING

B2JX7K HOT CALL - BLDG 10, RM 4016 SERVICE 9/14/12 NNMC-10 2 HVAC
B2JX4K HOT CALL-IN PATIENT ROOM B-10, RM 4065 URGENT 9/11/12 NNMC-10 3 HVAC
B2JX52 COLD CALL- IN PATIENT ROOM URGENT 9/12/12 NNMC-10 3 HVAC
B2JX4L PLUM - LEAKY SINK - BLDG 10, RM 3015 SERVICE 9/14/12 NNMC-10 2 PLUMBING
B2JX6K ICE MACHINE NOT DRAINING SERVICE 9/12/12 NNMC-10 2 PLUMBING
B2JX77 RESEAL WINDOWS - BLDG 10, RM 2109 SERVICE 9/14/12 NNMC-10 2 REPAIR
B2JXC5 Patch & PNTG- B-10, RM 2404 SERVICE 9/14/12 NNMC-10 2 FCA_PAINT

B2JX8K DOOR TO MED ROOM WILL NOT UNTIL-CHECK KNOB URGENT 9/12/12 NNMC-10 3 LOCKS

B2JY6C HOT CALL ROOM-PATIENT ROOM URGENT 9/12/12 NNMC-10 3 HVAC
B2JYNX PLUM - CLOGGED TOILET - BLDG 10, 7220 URGENT 9/19/12 NNMC-10 3 PLUMBING
B2JY7R ELEC - MOTION DETECTOR - BLDG 10, RM 7034 SERVICE 9/18/12 NNMC-10 2 ELECTRICAL
B2JY85 HOT CALL - BLDG 19, RM 6073 URGENT 9/18/12 NNMC-10 3 HVAC
B2JYYV TOO COLD IN PATIENT ROOM URGENT 9/17/12 NNMC-10 3 HVAC
B2JYRT ELEC-Lights, B-10, RM- 5024 SERVICE 9/19/12 NNMC-10 2 ELECTRICAL
B2JYDZ COLD CALL-B-10, VARIOUS URGENT 9/17/12 NNMC-10 3 HVAC
B2JY3Z ELEC - FLICKERING LIGHTS - BLDG 10, RM 6010 URGENT 9/18/12 NNMC-10 3 ELECTRICAL
B2JYD9 COLD CALL, B-10, NURSE STATION SERVICE 9/18/12 NNMC-10 2 HVAC
B2JYDD ELEC-LIGHTS NOT WORKING. B-10, RM-6021 SERVICE 9/16/12 NNMC-10 2 ELECTRICAL
B2JYJ3 ELEC-Light out, B-10, RM-1119 SERVICE 9/19/12 NNMC-10 2 ELECTRICAL
B2JYMT PLUM - LEAKING FAUCET - BLDG 10, RM 4045 URGENT 9/19/12 NNMC-10 3 PLUMBING
B2JYNT PLUM- water spell, B-10, RM 4061 URGENT 9/19/12 NNMC-10 3 PLUMBING
B2JXZV PLUM-No hot water, B-10, RM 359 URGENT 9/18/12 NNMC-10 3 PLUMBING
B2JY5C Lock- Bathroom door not lock SERVICE 9/18/12 NNMC-10 3 LOCKS
B2JY5Y NEED BATHROOM DOOR OPEN URGENT 9/13/12 NNMC-10 3 REPAIR
B2JY4M HOT CALL-PATIENT ROOM, B-10, RM 7222 URGENT 9/12/12 NNMC-10 3 HVAC
B2JY4S COLD CALL-PATIENT ROOM- B-10, RM 4254 URGENT 9/13/12 NNMC-10 3 HVAC
B2JY64 HOT NETWORK CLOSETS SERVICE 9/13/12 NNMC-10 2 HVAC
B2JY87 NO WATER TO ICE MACHINE FOR THE PATIENTS URGENT 9/15/12 NNMC-10 3 PLUMBING
B2JY8W COLD CALL URGENT 9/16/12 NNMC-10 3 HVAC
B2JY4X HOT NETWORK CLOSET SERVICE 9/13/12 NNMC-10 2 HVAC
B2JY8T HOT CALL- SERVICE 9/15/12 NNMC-10 2 HVAC
B2JY8Z HOT Call URGENT 9/16/12 NNMC-10 3 HVAC
B2K2T6 PLUM- ICE MACHINE, B-10, RM 6116A URGENT 9/25/12 NNMC-10 3 APPLIANCE
B2K2VY PLUM-PIPE LEAKING, B-10, RM 7148 URGENT 9/25/12 NNMC-10 2 PLUMBING
B2K257 COLD CALL-PATIENT ROOM URGENT 9/19/12 NNMC-10 3 HVAC
B2K259 PLUM-CLOGGED TOILET URGENT 9/19/12 NNMC-10 3 PLUMBING
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B2K25B HOT CALL-PATIENT ROOM URGENT 9/19/12 NNMC-10 3 HVAC
B2K25C PLUM-LEAK IN CEILING URGENT 9/19/12 NNMC-10 3 PLUMBING
B2K25D HOT CALL- PATIENT ROOM TOO HOT URGENT 9/19/12 NNMC-10 3 HVAC
B2K4F3 HVAC- PNEUMATIC TUBE, B-10, 5 CENTER URGENT 9/27/12 NNMC-10 3 HVAC

B2K256 HOT CALL - TOO HOT - CVH 402-24 - NNMC-10, 4033 URGENT 9/21/12 NNMC-10 3 HVAC

B2K4B2 TOILET WONT FLUSH - NNMC-10, RM 4011 URGENT 8/2/12 NNMC-10 3 PLUMBING

B2K4JH
PLUM - REPLACE SHOWER HEAD / DOOR CLOSER 
DETACHED - BLDG 10, RM 6147E

SERVICE 9/27/12 NNMC-10 2 PLUMBING

B2K2Y3 SINK NOT DRAINING URGENT 9/21/12 NNMC-10 3 PLUMBING
B2K2Y6 DOOR LOCK/JAMMED URGENT 9/21/12 NNMC-10 3 LOCKS
B2K4LN COLD CALL- B-10, RM-6137E URGENT 9/21/12 NNMC-10 3 HVAC

B2K4M2 PATIENT ROOM: TOILET CONTINUOUSLY FLUSHING URGENT 9/26/12 NNMC-10 3 PLUMBING

B2K4V4 HVAC - TOO HOT IN PATIENT ROOM URGENT 6/20/12 NNMC-10 3 HVAC
B2K4NK ELEC- FLOOD LIGHTS, B-10, MULTIPLE ROOMS SERVICE 9/27/12 NNMC-10 2 ELECTRICAL
B2K5B6 PEST-SPRAY FOR PEST AT WILLIAM THE 3RD SERVICE 10/1/12 NNMC-10 1

B2K5BS
ROOMS NEEDS TOUCH UP PAINT BLDG 10 RMS 428, 429, 
426, 425

SERVICE 10/1/12 NNMC-10 1

B2K5RL LEAKING WINDOW - BLDG 10, 3235 SERVICE 10/2/12 NNMC-10 2 REPAIR
B2K6K9 Bathroom Door Lock, B-10, RM-6161 SERVICE 10/3/12 NNMC-10 2 LOCKS
B2K5NC PLUM - SHOWER LEAK - BLDG 10, RM 4218 URGENT 10/2/12 NNMC-10 3 PLUMBING

B2K5MC
FRIDGE THERMOMETER NOT DISPLAYING BLDG 10 RM 
4167

SERVICE 10/1/12 NNMC-10 1

B2K5MB COLD CALL - BLDG 10, RM 3149 URGENT 10/2/12 NNMC-10 3 HVAC
B2K5PS REPLACE CEILING TILE - BLDG 10, RM 7120B SERVICE 10/2/12 NNMC-10 2 LABOR
B2KHFJ PLUM - CLOGGED SINK - NNMC-10, RM 6058 URGENT 10/5/12 NNMC-10 3 PLUMBING

B2KHBH
NEEDS A PLUMMER TO COME AND FIX THE PIPE IN THE 
BATHROOM THAT CONTROLS THE WATER TO THE TUB

URGENT 10/4/12 NNMC-10 3 PLUMBING

B2KHBS LIGHT BURNT OUT IN PATIENT'S ROOM URGENT 10/4/12 NNMC-10 3 ELECTRICAL
B2KHTB CLOGGED SINK, B-10, RM-3109 URGENT 10/10/12 NNMC-10 3 PLUMBING

B2KJ2N PLUM - FAUCET WON'T TURN OFF - BLDG 10, RM 4238 URGENT 10/10/12 NNMC-10 3 PLUMBING

B2KHKW REPLACE CEILING TILE BLDG 10 RM 6150 SERVICE 10/10/12 NNMC-10 1

B2KJ46 Adjust Fire Door closure - Bldg 10, Stairwell N, Door 4N URGENT 10/10/12 NNMC-10 3 REPAIR

B2KHJT LIGHTS OUT, B-10, RM-6159 URGENT 10/10/12 NNMC-10 3 ELECTRICAL

B2KHRV PATCH AND PAINT, AND LIGHT OUT, B-10, RM-7120B SERVICE 10/10/12 NNMC-10 2 FCA_PAINT

B2KHSP Clogged toiled, B-10, RM-1103 URGENT 10/10/12 NNMC-10 3 PLUMBING
B2KHN6 OUTLET NOT WORKING, B-10, NURSE STATION SERVICE 10/10/12 NNMC-10 2 ELECTRICAL

B2KHMM LIGHTS REPLACE BLDG 10 6 EAST DECK SERVICE 10/10/12 NNMC-10 1

B2KFGP BROKEN SHOWER, B-10, RM-4226 URGENT 10/9/12 NNMC-10 3 PLUMBING

B2KH75 LIGHT OVER BED IS NOT WORKING OVER PATIENT BED URGENT 10/3/12 NNMC-10 3 ELECTRICAL

B2KH7R ICE MACHINE IS LEAKING ALL OVER THE PLACE URGENT 10/3/12 NNMC-10 3 PLUMBING
B2KH67 CALL BELL SYSTEM, B-10, RM-5072 URGENT 10/9/12 NNMC-10 3 ELECTRICAL
B2KH45 PATIENT TOILET SEAT NOT ATTACHED URGENT 10/2/12 NNMC-10 3 PLUMBING
B2KH4N TOO HOT IN PATIENT ROOM URGENT 10/2/12 NNMC-10 3 HVAC

B2KLZ7 FIRE SPRINKLER FELL FROM CEILING. BLDG 10 RM 7134 SERVICE 10/15/12 NNMC-10 1
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B2KLZB TF-5B MOTOR NOT RUNNING BLDG 10 RM 8N URGENT 10/15/12 NNMC-10 1
B2KLR9 CLOGGED TOILET, B-10, RM-3175 URGENT 10/15/12 NNMC-10 3 PLUMBING
B2KLSR TOO COLD IN PATIENT ROOM, NNMC-10, RM 7068 URGENT 10/7/12 NNMC-10 3 HVAC
B2KLY4 DOOR, B-10, DOOR# 7011 SERVICE 10/15/12 NNMC-10 2 REPAIR
B2KXTJ BKLG - BATHROOM LIGHT OUT - BLDG 10, RM 3117 SERVICE 10/18/12 NNMC-10 2 ELECTRICAL
B2L2R3 PLUM - EYEWASH  STATION - BLDG 10, RM 4121 SERVICE 10/19/12 NNMC-10 2 PLUMBING

B2KXZW
PTNG - PATCH & PAINT -  Building #10, outside room 
#4027

SERVICE 10/18/12 NNMC-10 2 FCA_PAINT

B2L2S8 Pipe leaking, B-10, RM-6062 URGENT 10/19/12 NNMC-10 1 PLUMBING

B2KWDT
LIGHTS OUT/PLUM - LIGHTS OUT / WRONG FAUCET - 
BLDG 10, RMS 3117, 3115

SERVICE 10/18/12 NNMC-10 2 PLUMBING

B2KXR5 BKCT - STAINED CEILING TILES - BLDG 10, RM 4288 URGENT 10/18/12 NNMC-10 2 LABOR
B2KXS5 BKCT - STAINED CEILING TILES - BLDG 10, RM 4288 URGENT 10/18/12 NNMC-10 2 LABOR
B2KWB3 REPLACE FLOOD LIGHT - BLDG 10, NICU, RM 6053 URGENT 10/18/12 NNMC-10 3 ELECTRICAL

B2KWCF BKLG - LIGHTS OUT - TOTALLY DARK - BLDG 10, RM 3117 SERVICE 10/18/12 NNMC-10 2 ELECTRICAL

B2KXSW Locks- CDO desk SERVICE 10/18/12 NNMC-10 4 LOCKS
B2L2PV WALLS NEED PAINT BLDG 10 RM 4273 SERVICE 10/19/12 NNMC-10 1
B2KXRR Pneumatic tube, B-10, RM 4EAST NURSE STATION URGENT 10/18/12 NNMC-10 3 HVAC

B2KXVL
LOCK - PATIENT BATHROOM KEEPS LOCKING - BLDG 10, 
RM 6161

URGENT 10/18/12 NNMC-10 3 LOCKS

B2KXZB CEILING LEAKING IN RESTROOM, NNMC-10, RM-6006 URGENT 10/2/12 NNMC-10 3

B2MSFC COLD CALL B-100 BACK OF RADIOLOGY RM-111 & 129 SERVICE 11/26/12 NNMC-100 1 HVAC

B2N4X6
Valve Leak / Cold Call-  B-100, RMs- 122,  124, 125, 128, 
129, 116, & 115

URGENT 11/29/12 NNMC-100 3 HVAC

B2N7RN HOT CALL IN NURSE STATION - BLDG 10, 5E SERVICE 12/3/12 NNMC-100 2 HVAC
B27FY5 ELEC- LIGHTS OUT - BLDG 100, RM 110 URGENT 1/20/12 NNMC-100 2 ELECTRICAL
B2BM76 PLUM-REPAIR RE-HEAT IN MRI-2 SERVICE 4/19/12 NNMC-100 1 PLUMBING

B2BTF5 GENM-REPAIR/REPLACE ANCHORS FOR SPINE BOARD SERVICE 4/30/12 NNMC-100 1 REPAIR

B2JXCR HOT CALL, AFFECTIING THE MRI SCANNERS URGENT 8/27/12 NNMC-100 3 HVAC
B27BBW GENM- CEILING TILE URGENT 1/17/12 NNMC-100 2 REPAIR
B27KDS HVAC - AC BELT - BLDG 100, RM 115 URGENT 1/26/12 NNMC-100 2 HVAC

B27L7H PLUM - RUNNING FAUCET - BLDG 100, OUTSIDE RM 117 URGENT 1/27/12 NNMC-100 2 PLUMBING

B28SB5 PLUM - Sink Clogged URGENT 2/24/12 NNMC-100 2
B28SCG PLUM - Sink Clogged URGENT 2/24/12 NNMC-100 2 PLUMBING
B29XF6 ELEC - LIGHTS OUT - BLDG 100, RMS 115, 119 URGENT 3/16/12 NNMC-100 2 ELECTRICAL
B2JLVS GENM-NEED DOOR KNOB STOP SERVICE 8/31/12 NNMC-100 2 REPAIR

B2JRJ7
LOCKS-B-100 ROOM # 128 AND 129 - SWAP DOOR 
LOCKS

SERVICE 9/6/12 NNMC-100 2 LOCKS

B2MSHT CEILING TILES NEED TO BE REPLACED B-100 RM-119 SERVICE 11/26/12 NNMC-100 1 REPAIR

B28NW8 PLUM - Sink Clogged URGENT 2/21/12 NNMC-100 2 PLUMBING
B28NVG HVAC - TOO COLD - BLDG 100, RM 117 URGENT 2/21/12 NNMC-100 2 HVAC
B29ZHB PEST-INVESTIGATE ANT PROBLEM URGENT 3/19/12 NNMC-100 2 PEST CONTROL

B2B7F8 PLUM - CHANGE FILTERS - BLDG 100, RM 104, 115, 121 SERVICE 3/28/12 NNMC-100 1 PLUMBING

B2B7FC PLUM - CHANGE FILTERS - BLDG 19, RM B041 SERVICE 3/28/12 NNMC-100 1 PLUMBING

B2BV6S
PLUM-REPAIR RE-HEAT IN MRI-2, B-100 ROOM # 0124 
AND 0129

URGENT 5/1/12 NNMC-100 2 HVAC
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B2BXJ7 LOCK - REATTACH LOCKER TO WALL - BLDG 100, RM 112 URGENT 5/4/12 NNMC-100 2 REPAIR

B2CCSM GENM-B-100 ROOM # 112 - REPAIR BROKEN LOCK SERVICE 5/21/12 NNMC-100 2 REPAIR
B2JTYR TOO WARM SERVICE 9/7/12 NNMC-100 2 HVAC
B2KLF3 Ligt out, B-100, RM-119 SERVICE 10/15/12 NNMC-100 2 ELECTRICAL
B2KM68 Lights out, B-100, RM-116 SERVICE 10/16/12 NNMC-100 2 ELECTRICAL

B2NRZH
NO POWER B-17B 2ND FLOOR RM-HEALTHCARE OPS 
SECTION CUBICLE 85

SERVICE 12/26/12 NNMC-17 1 ELECTRICAL

B2NSD3 POWER SHUT OFF TO DRYER B-17B FITNESS CENTER URGENT 12/26/12 NNMC-17 1 ELECTRICAL

B2LTW7 Walk-in refrigerator , B-17, RM 4013 SERVICE 11/1/12 NNMC-17 2 HVAC

B2NPPJ
PER FIRE MARSHALL - REMOVE DOOR CLOSER - BLDG 
17B, RM 2D, FRONT DOOR

SERVICE 12/19/12 NNMC-17 2 STRUCTURAL

B2N8J5
WATER FAUCETS NOT WORKING B-17 MENS LOCKER 
ROOM.

SERVICE 12/5/12 NNMC-17 1 PLUMBING

B2N7RX CLOGGED TOILET - BLDG 17, RM 1054 SERVICE 12/3/12 NNMC-17 2 PLUMBING
B2N7VH Lights, B-17, Fitness Center RM-1065 SERVICE 12/4/12 NNMC-17 2 ELECTRICAL
B2N93S Lights, B-17A, RM-3017 Budget area 3rd floor SERVICE 12/6/12 NNMC-17 2 ELECTRICAL
B2MS56 NO LIGHTS IN HALLWAY B-17 BASEMENT RM-B063 SERVICE 11/23/12 NNMC-17 1 ELECTRICAL
B2N94R LIGHT OUT B-17 WILLIAM THE 3RD RM-1162 SERVICE 12/6/12 NNMC-17 1 ELECTRICAL

B2NK3V
LIGHT BULBS OUT B-17 STE. 3B INFORMATION 
TECHNOLOGY DEPT.

SERVICE 12/13/12 NNMC-17 1 ELECTRICAL

B2NSZC
NO POWER TO LIGHTS B-17B STE-2C HEALTHCARE 
BUSINESS OPS.

SERVICE 12/28/12 NNMC-17 1 ELECTRICAL

B2N83J Temperature,B-17, RM-4022 SERVICE 12/4/12 NNMC-17 2 HVAC
B2MGJX HOT CALL B-17 BASEMENT RM-161 URGENT 11/15/12 NNMC-17 1 HVAC
B2N3NP Hot CALL -  B-17, Basement URGENT 11/29/12 NNMC-17 3 HVAC
B2N59P COLD CALL B-17 4TH FLOOR RM-4056 & 4031 SERVICE 11/30/12 NNMC-17 1 HVAC
B2N57V COLD CALL B-17 PSD OFFICE SERVICE 11/30/12 NNMC-17 1 HVAC
B2NJNZ Cold Call, B-17A, RM-B017 Basement SERVICE 12/12/12 NNMC-17 2 HVAC

B2NJLL Cold Call, B-17, RM-B121, B125, Basement Suite B3 SERVICE 12/12/12 NNMC-17 2 HVAC

B2NKNG HOT CALL B-17B 1ST FLOOR RM-1065 FITNESS CENTER URGENT 12/14/12 NNMC-17 1 HVAC

B2NNKS Cold Call, B-17, Suite 3G 3rd URGENT 12/18/12 NNMC-17 3 HVAC
B2NR84 COLD CALL - BLDG 17A, 3RD FLOOR, RM 53 SERVICE 12/20/12 NNMC-17 2 HVAC
B2NRZ3 HOT CALL B-17 RM-1064 & 1065 SERVICE 12/26/12 NNMC-17 1 HVAC
B2NSMF Cold Call, B-17B, Suite F 3rd floor URGENT 12/27/12 NNMC-17 3 HVAC
B2NSN5 Cold Call, B-17, RM-2023 SERVICE 12/27/12 NNMC-17 2 HVAC
B2NTNF HOT CALL - BLDG 17, SUITE 3B SERVICE 12/31/12 NNMC-17 2 HVAC
B27XMC ELEC - Power Outage URGENT 2/3/12 NNMC-17 2 ELECTRICAL
B28KG6 GEM - Repair/ Replace rubber around door SERVICE 2/10/12 NNMC-17 2 WARRANTY
B28K8S ELEC-POWER OUTAGE URGENT 2/14/12 NNMC-17 2 ELECTRICAL
B28K9Y HVAC- COLD TEMPERATURE URGENT 2/14/12 NNMC-17 2 HVAC
B28RDD SFHP - Install TV on Wall SERVICE 2/23/12 NNMC-17 1 LABOR
B29B87 LOCK- 069 MEDICAL INSPECTOR GENERAL SERVICE 2/29/12 NNMC-17 1 STRUCTURAL
B29CMJ GENM-REPAIR STAIRS SERVICE 3/1/12 NNMC-17 1 REPAIR
B29CRX ELEC-NEED POWER OUTLET SERVICE 3/1/12 NNMC-17 1 ELECTRICAL
B29K7M PLUM-REPAIR/REPLACE SHOWER HEAD SERVICE 3/5/12 NNMC-17 1 PLUMBING
B29TZS LOCK- 077 RESOURCE MANAGEMENT SERVICE 3/13/12 NNMC-17 1 STRUCTURAL
B29TZV LOCK- 078 RESOURCE MANAGEMENT SERVICE 3/13/12 NNMC-17 1 STRUCTURAL
B2B24Y GENM-FLOURESCENT LIGHT COVER SERVICE 3/20/12 NNMC-17 1 LABOR
B29ZVM HVAC- INVESTIGATE HUMIDITY SERVICE 3/20/12 NNMC-17 1 HVAC
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B2B8ZR GENM-REPAIR LOOSE TOILET SEAT AND DOOR HANDLE SERVICE 3/30/12 NNMC-17 1 REPAIR

B2BCXJ GENM-REPAIR MENS BENCH SEAT. SERVICE 4/4/12 NNMC-17 1 REPAIR
B2BFDW BKLG-REPLACE OVERHEAD LIGHTS SERVICE 4/6/12 NNMC-17 1 ELECTRICAL
B2BM89 ELEC- REPLACE BURNED OUT LIGHTS SERVICE 4/19/12 NNMC-17 1 ELECTRICAL
B2BSSN HVAC-INSTALL LINE GAS REGULATOR SERVICE 4/27/12 NNMC-17 1 HVAC
B2BRJ9 HVAC-TOO COLD URGENT 4/27/12 NNMC-17 2 HVAC
B2BTDN GENM-REPAIR/REPLACE DOOR KNOB SERVICE 4/30/12 NNMC-17 1 REPAIR
B2BYCX Lock- 123 Navmed PDC/opman SERVICE 5/7/12 NNMC-17 4 LOCKS

B2C63H
HVAC-B-17A 1ST FLOOR ROOM # 1A - HOT 
TEMPERATURE.

URGENT 5/11/12 NNMC-17 2 HVAC

B2C7X8
GENM-B-17 ROOM # 1065 CARDIO ROOM - REPAIR 
DOOR KNOW/B-17 ROOM # AQUATIC SECTION DOUBLE 
GLASS DOOR - REPAIR DOOR LOCK

SERVICE 5/16/12 NNMC-17 REPAIR

B2CCKT
HVAC-B-17 ROOM # 4000,4001,4002 HOT 
TEMPERATURE

URGENT 5/18/12 NNMC-17 3 HVAC

B2CDFZ HVAC - TOO HOT - BLDG 17, RM 1021 URGENT 5/22/12 NNMC-17 3 HVAC

B2CHBR
LOCK - DOOR WON''T LOCK FROM OUTSIDE - BLDG 17, 
STAIRWELL 5, 4TH FLOOR

URGENT 5/25/12 NNMC-17 3 LOCKS

B2CHCC
PLUM - BACKFLOW DISCHARGE CUP SPLASHES OUT - 
BLDG 17, RM 4036

SERVICE 5/25/12 NNMC-17 2 PLUMBING

B2CLMJ
HVAC - LOUD WHISTLING SOUND IN PIPES - BLDG 17A, 
2ND FLOOR

SERVICE 6/1/12 NNMC-17 2 HVAC

B2CSJW
HVAC - TOO COLD - MAKING PEOPLE SICK - BLDG 17, RM 
4056

URGENT 6/12/12 NNMC-17 3 HVAC

B2CVTR SFHP - PUNCH OUT DRAWER LOCK - BLDG 17B, RM 3111 SERVICE 6/15/12 NNMC-17 2 LOCKS

B2FNKH LOCK - CIPHER LOCK HEATING UP - BLDG 17B, SUITE 3C URGENT 7/5/12 NNMC-17 3 LOCKS

B2GMCN ELEC - ELEVATOR LIGHTS OUT - BLDG 17, Elevators 2 & 3 SERVICE 7/26/12 NNMC-17 2 ELECTRICAL

B2GMJN
HVAC - POOL TOO COLD - HEATER NOT WORKING - 
BLDG 17, POOL

SERVICE 7/26/12 NNMC-17 2 ELECTRICAL

B2GVM4
HVAC - HVAC NOT OPERATING TO CAPACITY - BLDG 17, 
SWIMMING POOL ROOF

URGENT 8/1/12 NNMC-17 3 HVAC

B2GX4K
GENM-B-17 ROOM # 2032 - REPAIR BROKEN TOILET 
SEAT

SERVICE 8/1/12 NNMC-17 2 REPAIR

B2H5HX
PLUM-B-17 BASEMENT B167,B139,B141 - ALL TOILETS 
ARE CLOGGED.

URGENT 8/7/12 NNMC-17 PLUMBING

B2H5LG
GENM-B-17 ROOM # SUITE 1B - RE-INSTALL SMALL 
CUBICLE

SERVICE 8/7/12 NNMC-17 2 REPAIR

B2H4ZM PLUM-B-17 ROOM # 4019 - REPAIR FAUCET LEAK SERVICE 8/6/12 NNMC-17 2 PLUMBING

B2H52X
PLUM-B-17 ROOM # B167 - REPAIR TOILET KEEPS 
RUNNING WATER.

URGENT 8/6/12 NNMC-17 2 PLUMBING

B2HFM5 ELEC-ALARM SOUNDING URGENT 8/14/12 NNMC-17 3 ELECTRICAL

B2HCK6
PLUM - 2 CLOGGED URINALS - BLDG 17B, 1ST FLOOR 
MENS LOCKER ROOM

URGENT 8/13/12 NNMC-17 3 PLUMBING

B2JJKY
ELEC-B-17 ROOM # B126 - REPLACE BURNED OUT 
LIGHTS.

SERVICE 8/28/12 NNMC-17 2 ELECTRICAL

B2JJ8T
GENM - FLUSH OUT ROOF DRAINS - BLDG 17B - ALL 
DRAINS

SERVICE 8/28/12 NNMC-17 1 PLUMBING

B2JJ82 ELEC - LIGHTS OUT - BLDG 17A, RM 3101 SERVICE 8/28/12 NNMC-17 2 ELECTRICAL
B2JW8C TOO HOT- BLDG  17A, RM 3023 URGENT 9/12/12 NNMC-17 3 HVAC
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B2JW3L
FAN CONSTANTLY RUNNING - TURN OFF - BLDG 17, 
SUITE B3, B127

SERVICE 9/12/12 NNMC-17 2 ELECTRICAL

B2JW6Z LOUD NOISE IN VENT SYS - PSD - BLDG 17, RM SUITE 1A SERVICE 9/12/12 NNMC-17 2 HVAC

B2JVS2
HANG SHADOW BOX / WATER LINE FOR ICE MACHINE - 
BLDG 17 RM 1055, 1068

SERVICE 9/11/12 NNMC-17 2 LABOR

B2JWVZ LOCK - BROKEN LOCK - BLDG 10, RM 6145 URGENT 9/13/12 NNMC-17 3 LOCKS

B2JVPL
PEST - GNAT/FRUIT FLY INFESTATION - BLDG 17, RM 
4050

SERVICE 9/11/12 NNMC-17 2 PEST CONTROL

B2JWWC POOL WATER IS TOO HOT SERVICE 9/5/12 NNMC-17 2 HVAC
B2JZ9Y GENM-Cabinet door, B-17, RM3353 SERVICE 9/20/12 NNMC-17 2 REPAIR
B2JZJV ELEC - LOSS OF POWER - BLDG 17, 3RD FLOOR URGENT 9/20/12 NNMC-17 3 ELECTRICAL

B2K6CK
LOCK ON DOOR, B-17, MAIN DOOR TO THE FITNESS 
CENTER ON THE RIGHT

SERVICE 10/3/12 NNMC-17 2 LOCKS

B2KPMH RELAMP BULBS B-17 RM-SUITE 1B SERVICE 10/16/12 NNMC-17 1
B2KPPX HANDYMEN - REHANG DOOR - BLDG 17, RM 1055 SERVICE 10/16/12 NNMC-17 2 LABOR
B2LDKW No Power, B-17B, SUITE B URGENT 10/23/12 NNMC-17 3 ELECTRICAL

B2LZLP
PLUM - CLOGGED URINAL - NEAR TO OVERFLOW - BLDG 
17, GYM, MENS LOCKER ROOM

URGENT 11/6/12 NNMC-17 3 PLUMBING

B2M2RK
TOILET SEAT IS RIPPED OFF. B-17 WOMENS LOCKER 
ROOM 1ST FLOOR

SERVICE 11/8/12 NNMC-17 1 REPAIR

B2M26N
PTNG - PATCH & PAINT - BLDG 17, SUITE 3G, ROOM 
3376

SERVICE 11/7/12 NNMC-17 2 FCA_PAINT

B2LZNK Cold Call, B-17, Suite 1B SERVICE 11/7/12 NNMC-17 2 HVAC
B2LZP3 Handyman, Punching bag,  B-17, Fitness Center SERVICE 11/7/12 NNMC-17 2 REPAIR
B2643C OUTLET AND MAT B17 SERVICE 1/4/12 NNMC-17 1 REPAIR
B27B2F PLUM- CEILING PANEL URGENT 1/17/12 NNMC-17 2 PLUMBING
B28F8L GENM - INVESTIGATE MOLD URGENT 2/13/12 NNMC-17 2 LABOR
B28F6R LOCK - CYPHER LOCK LOW BATTERY SERVICE 2/13/12 NNMC-17 4 LOCKS
B28KVX PLUM- CLOGGED TOILET URGENT 2/15/12 NNMC-17 2 PLUMBING
B28LH3 GENM-REPLACE FLOOR TILES SERVICE 2/16/12 NNMC-17 1 LABOR
B292YX LOCKS - Replace Keypad URGENT 2/27/12 NNMC-17 2 LOCKS
B29MJW GENM-REPAIR DOOR SERVICE 3/6/12 NNMC-17 1 REPAIR
B29MKH GENM-REPAIR/REPLACE DOOR URGENT 3/6/12 NNMC-17 2 REPAIR
B29MKV GENM-REPAIR DOOR HANDLE SERVICE 3/6/12 NNMC-17 1 REPAIR
B29XKY ELEC-REPLACE LIGHTBULB SERVICE 3/16/12 NNMC-17 1 ELECTRICAL
B2B2V9 GENM-MOUNT FLAG/MOUNT PULL UP BAR SERVICE 3/21/12 NNMC-17 1 REPAIR
B2BDTX HVAC-REPAIR A/C URGENT 4/5/12 NNMC-17 2 HVAC
B2BD4J PLUM-RESTORE HOT WATER URGENT 4/4/12 NNMC-17 2 PLUMBING
B2BNBG HVAC-ADJUST TEMPERATURE URGENT 4/23/12 NNMC-17 2 HVAC

B2BLH3 GENM-FIRE EXTINGUISHER BOXES SERVICE 4/17/12 NNMC-17 FIRE EQUIPMENT

B2BLVJ GENM-REPAIR STAIRS SERVICE 4/18/12 NNMC-17 2 REPAIR
B2BLJK LOCK-116 NAVY COLLEGE OFFICE SERVICE 4/17/12 NNMC-17 4 LOCKS

B2BMWR GENM-MOUNT SIGNS ON WALLS SERVICE 4/20/12 NNMC-17 1 REPAIR

B2BKTK HVAC-ADJUST TEMPERATURE URGENT 4/16/12 NNMC-17 2 HVAC
B2BKYK BKLG-REPLACE BURNED OUT LIGHTS SERVICE 4/17/12 NNMC-17 1 ELECTRICAL
B2BN3J HVAC-HOT TEMPERATURE/ALARM URGENT 4/20/12 NNMC-17 2 HVAC
B2BSVV HVAC-ADJUST TEMPERATURE URGENT 4/27/12 NNMC-17

B2BSWM HVAC-ADJUST TEMPERATURE URGENT 4/27/12 NNMC-17 HVAC
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B2C5YM
GENM-B-17B 1ST FLOOR MENS LOCKER ROOM - REPAIR 
3 BROKEN/MISSING SHOWER HANDLE, 1 BROKEN 
SHOWER HEAD

SERVICE 5/11/12 NNMC-17 1 REPAIR

B2C7L8
HVAC-B-17 ROOM # 4037 AND 4038. COLD 
TEMPERATURE

URGENT 5/15/12 NNMC-17 3 HVAC

B2CKM7 Lock- Safe Combination Change SERVICE 5/30/12 NNMC-17 4 LOCKS

B2CM35
GENM-Bldg. 17, Navy PSD, Suite 1A, Main Area. Door is 
off frame.

URGENT 6/4/12 NNMC-17 3 REPAIR

B2CNFG
ELEC-B-17B ROOM # 2C - NO POWER ON TWO POWER 
OUTLETS

SERVICE 6/6/12 NNMC-17 2 ELECTRICAL

B2CXBK Lock- Pulmonary clinic SERVICE 6/19/12 NNMC-17 4 LOCKS
B2CXC4 Lock- PSD Bethesda SERVICE 6/19/12 NNMC-17 4 LOCKS
B2CXCB Lock- Healthcare Operations SERVICE 6/19/12 NNMC-17 4 LOCKS
B2FV8F ELEC - LIGHTS OUT - 2 FLUORECENTS/BALLAST SERVICE 7/10/12 NNMC-17 2 ELECTRICAL

B2FTSK
GENM-Bldg. 17, Suite 1A. Doors keep slamming. Please 
install device on doors to dampen sound when they 
close.

SERVICE 7/9/12 NNMC-17 2 REPAIR

B2FVJ6
ELEC-B-17 ROOM # 2016 - INSTALL DIMMER LIGHTS IN 
THE ROOM.

SERVICE 7/10/12 NNMC-17 2 ELECTRICAL

B2FSZ8
GENM-B-17 ROOM # 1055 HOLE IN WALL,1052 REPAIR 
OUTLET COVER

SERVICE 7/9/12 NNMC-17 2 REPAIR

B2FVGS
GENM-Bldg. 17, Rm. 1054. Door will not open, can't get 
in office.

URGENT 7/10/12 NNMC-17 3 REPAIR

B2GJX6
HVAC - NON FUNCTIONAL VENT - HEALTH ISSUES - BLDG 
17, RM 3097

URGENT 7/20/12 NNMC-17 3 HVAC

B2GLRK ELEC/GENM - HANDICAP STALL DOOR / BROKEN TILE URGENT 7/25/12 NNMC-17 3 REPAIR

B2H5TT
GENM - MOUNT/INSTALL SPEED BAG AND HEAVY BAG 
(PUNCHING BAG) - BLDG 17, GYM

SERVICE 8/7/12 NNMC-17 2 LABOR

B2HP3V
ELEC - OUTLETS  NOT WORKING - WILLIAM 3RD KIOSK, 
1ST FLOOR, BLDG 17

URGENT 8/16/12 NNMC-17 3 ELECTRICAL

B2HP8L ELEC - LIGHT OUT - BLDG 17B, SUITE 3D SERVICE 8/16/12 NNMC-17 2 ELECTRICAL

B2HNSZ
PLUM-B-17B - POOL AREA (MECHANICAL ROOM ) - 
CHLORINE MACHINE MALFUNCTION.

SERVICE 8/15/12 NNMC-17 2 PLUMBING

B2HPPM
GENM / PLUM - PUNCHING BAG / SHOWER HANDLES - 
BLDG 17, GYM

SERVICE 8/17/12 NNMC-17 2 LABOR

B2HPC2 HVAC - ROOM VERY COLD - BLDG 17B, RM 4056 URGENT 8/16/12 NNMC-17 3 HVAC

B2JCHM
LOCKS-Outside Doors for Mechanical Room s Bldg 17B 
Will not lock

SERVICE 8/23/12 NNMC-17 3 LOCKS

B2JL96 PTNG - PATCH & PAINT - BLDG 17, SUITE 1B SERVICE 8/30/12 NNMC-17 2 FCA_PAINT

B2JPV8
HVAC-B-17 ROOM # ENTIRE 4TH FLOOR - COLD 
TEMPERATURE

SERVICE 9/5/12 NNMC-17 2 HVAC

B2JPKR GENM-SUITMATE NOT WORKING. SERVICE 9/4/12 NNMC-17 2 REPAIR
B2JR79 PLUM - CLOGGED TOILET - BLDG 17, RM 4012 URGENT 9/5/12 NNMC-17 3 PLUMBING
B2K34M LOCK- B-17, RMS 2067, 2073 SERVICE 9/25/12 NNMC-17 2 REPAIR
B2KK35 Handyman-B-17, MWR FITNESS CENTER SERVICE 10/10/12 NNMC-17 2 LABOR
B2LLZG Tread on the stairwell, B-17, Stairwell #4 SERVICE 10/25/12 NNMC-17 2 LABOR
B2LHNP HOT CALL- B-17B, RM-1065 FITNESS CENTER URGENT 10/24/12 NNMC-17 3 HVAC
B2LKD4 Hot Calls, B-17B, SUITE 3E SERVICE 10/24/12 NNMC-17 2 HVAC
B2LKGS HOT CALL - BLDG 17A, ALL 2ND FLOOR AREA SERVICE 10/24/12 NNMC-17 2 HVAC
B2LPNY Outlet, B-17, Suite 1B SERVICE 10/26/12 NNMC-17 2 ELECTRICAL
B2LX7D COLD CALL, B-17, PSD SUITE 1A SERVICE 11/5/12 NNMC-17 2 HVAC
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B2LTH2
MANUAL DROP ARM NOT WORKING B-17 HANDICAP 
PARKING LOT

SERVICE 10/31/12 NNMC-17 1 REPAIR

B2LT52 ACTIVE CEILING LEAK - BLDG 17, GYM URGENT 10/31/12 NNMC-17 3 PLUMBING
B2LVZT Filter, B-17, William III SERVICE 11/2/12 NNMC-17 2 HVAC
B2LXVZ Door, B-17, RM-1053 SERVICE 11/5/12 NNMC-17 2 REPAIR
B2LXXV Handyman, Logo sign, B-17, Suite 3G SERVICE 11/6/12 NNMC-17 2 LABOR

B2M399
POWER OUTLETS NEXT TO SINKS INOP B-17 WOMENS 
LOCKER ROOM. & HANDICAP BUTTON UNLOCKS DOORS 
WHEN CLOSED.

SERVICE 11/8/12 NNMC-17 1 ELECTRICAL

B2M4CP Door, B-17, Suite 1C SERVICE 11/13/12 NNMC-17 2 REPAIR
B2MPCG Drain, B-17, Fitness Center Womans Locker room URGENT 11/19/12 NNMC-17 2 PLUMBING
B2MR7Z Lock- Missing Core SERVICE 11/20/12 NNMC-17 4 LOCKS
B2MRMS ELCON-B-17, Elevator #1 SERVICE 11/21/12 NNMC-17 2 CONVEYING

B2MS2W LIGHT FIXTURE OUT AND BULBS B-17B RM-3375 STE 3G SERVICE 11/23/12 NNMC-17 1 ELECTRICAL

B2MT5J
NO POWER TO CUBICLES B-17 2ND FLOOR RM-2025 S1 
SECTION

URGENT 11/27/12 NNMC-17 1 ELECTRICAL

B2MSGD Door, B-17B, Suite 3G SERVICE 11/26/12 NNMC-17 2 REPAIR

B2MT38
ELEC - POWER NOT YET ON AFTER POWER OUTAGE - 
BLDG 17, RM 1ST FLOOR MENS ROOM, HOT CALL RM-
1065

URGENT 11/27/12 NNMC-17 2 REPAIR

B2MSFG
CEILING TILES REPLACE B-17 RM-1064 & MENS 
RESTROOM

SERVICE 11/26/12 NNMC-17 1 REPAIR

B2MSXV WET CEILING TILE B-17A RM-FRONT OF 2016 URGENT 11/26/12 NNMC-17 1 REPAIR
B2N2TM Handyman-B-17, RM3376 Suite 3G SERVICE 11/29/12 NNMC-17 2 REPAIR
B2N2X9 Door,B-17, Suite 3G RM-3376 SERVICE 11/29/12 NNMC-17 2 REPAIR
B2N59H HOT CALL - BLDG 17, CARDIOVASCULAR, RM 1063 URGENT 11/30/12 NNMC-17 1 HVAC

B2N75B
Ceiling Tile, B-17, Fitness Center Lobby, Womens 
batheroom

SERVICE 12/3/12 NNMC-17 2 PLUMBING

B2N7J6 Handyman-B-17, Suite 3G SERVICE 12/3/12 NNMC-17 2

B2N8T3
DROP ARM FOR PARKING GARAGE INOP B-17 PARKING 
GARAGE

URGENT 12/5/12 NNMC-17 1 REPAIR

B2N7KL
WATER LEAKING FROM LIGHT FIXTURE - BLDG 17B, RM 
3065

URGENT 12/3/12 NNMC-17 3

B2NJKM
Office lights sensor needs adjustment, B-17B,  Room 
4043

SERVICE 12/12/12 NNMC-17 2 ELECTRICAL

B2NJ9F
SUITMATE NEEDS TO BE MOUNTED B-17 MENS LOCKER 
ROOM

SERVICE 12/12/12 NNMC-17 2 ELECTRICAL

B2NJBL Lights, B-17A, RM-3017 Budget area 3rd floor SERVICE 12/12/12 NNMC-17 2 ELECTRICAL
B2NJC4 Handyman, file cabinet, B-17B, RM-3376  Suite 3G SERVICE 12/12/12 NNMC-17 2 LABOR
B2NJCD No Power, B-17A, RM-B017 Basement SERVICE 12/12/12 NNMC-17 2 ELECTRICAL

B2NJFW Outlet, B-17, Womens Locker Room, Fitness Center SERVICE 12/12/12 NNMC-17 2 ELECTRICAL

B2NKD6 Door, B-17, RM-1064, Fitness Center SERVICE 12/13/12 NNMC-17 2 REPAIR

B2NK56 ELCON-ELEVATOR NOT WORKING B-17 2ND FLOOR URGENT 12/13/12 NNMC-17 1 REPAIR

B2NNP7 Gas smell, B-17B, 4th floor URGENT 12/18/12 NNMC-17 3 HVAC

B2NLRF Shower handle, B-17, Fitness Center, mens locker room SERVICE 12/17/12 NNMC-17 2 REPAIR

B2NPSK Sink, B-17A, Basement, RM-B-134 URGENT 12/19/12 NNMC-17 3 PLUMBING

B2NRZ5
DOOR NOT LOCKING B-17 RM-1065; FAUCET INOP MENS 
LOCKEROOM

SERVICE 12/26/12 NNMC-17 1 LOCKS
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B2NTKD CEILING LEAK B-17 FITNESS CENTER BASKETBALL COURT URGENT 12/28/12 NNMC-17 1 PLUMBING

B26H96 Paint Crosswalks in and around Bldg 17 SERVICE 1/10/12 NNMC-17 1 FCA_PAINT
B2784K PLUM - Toilet Clogged URGENT 1/12/12 NNMC-17 2 PLUMBING

B278HK PLUM - Restore Hot Water and Repair Eye Wash Unit SERVICE 1/12/12 NNMC-17 1 PLUMBING

B278HN SFHGP - Repair Cabinet SERVICE 1/12/12 NNMC-17 1 REPAIR
B279WK LOCK- 003 ARMY FINANCE SERVICE 1/17/12 NNMC-17 1 STRUCTURAL
B27VVY GENM - Repair /Replace stair Tread Mat URGENT 2/1/12 NNMC-17 2 REPAIR
B27Y2C LOCK- CHANGE COMBINATION ON CYPHER SERVICE 2/6/12 NNMC-17 1 STRUCTURAL
B2935C GENM-REPAIR/REPLACE TOILET SEAT SERVICE 2/27/12 NNMC-17 1 REPAIR
B29884 LOCK- 063 RESOURCE MANAGEMENT SERVICE 2/28/12 NNMC-17 1 STRUCTURAL
B2987T LOCK- 062 RESOURCE MANAGEMENT SERVICE 2/28/12 NNMC-17 1
B29NBR LOCK - CHANGE LOCK CODE SERVICE 3/7/12 NNMC-17 1 LOCKS
B2B74K PLUM-REPAIR CEILING LEAK URGENT 3/27/12 NNMC-17 2 PLUMBING
B2B7C7 LOCK- 099 SECURITY SERVICE 3/27/12 NNMC-17 1 STRUCTURAL

B2BBNR
ELEC-INSTALL POWER OUTLETS/REPAIR SHOWER 
HANDLE

SERVICE 4/3/12 NNMC-17 1 ELECTRICAL

B2BBP7 PLUM-REPAIR WATER LEAK URGENT 4/3/12 NNMC-17 2 PLUMBING
B2BJ25 ELEC- REPLACE BURNED OUT LIGHTS URGENT 4/11/12 NNMC-17 2 ELECTRICAL
B2BNJ3 GENM-REPLACE SHATTERED GLASS WINDOW SERVICE 4/23/12 NNMC-17 REPAIR
B2BNRZ Lock- 119 Navy College Office SERVICE 4/23/12 NNMC-17 4 LOCKS
B2BP4P HVAC-ADJUST TEMPERATURE URGENT 4/24/12 NNMC-17 HVAC
B2BRC4 HVAC-ADJUST TEMPERATURE URGENT 4/26/12 NNMC-17 2 HVAC
B2BR2Z HVAC-ADJUST TEMPERATURE URGENT 4/26/12 NNMC-17 1 HVAC

B2BXTR GENM-REPAIR BROKEN TOILET SEAT B-17 ROOM # B167 SERVICE 5/4/12 NNMC-17 1 REPAIR

B2BXPY ELEC- INSTL 4 MONITORS W PWR N DATA URGENT 5/4/12 NNMC-17 1

B2CCSC
PLUM-B-17 ROOM # GYM MENS LOCKER ROOM.- 
REPAIR URINAL

SERVICE 5/21/12 NNMC-17 2 PLUMBING

B2CFLG
ELEC/BKCT - LIGHTS OUT / CEILING TILES - BLDG 17, RMS 
1064 AND HALLWAY BY BASKETBALL COURT

SERVICE 5/23/12 NNMC-17 2 MISC

B2CFDZ ELEC - CHANGE LIGHT BULBS SERVICE 5/22/12 NNMC-17 2 ELECTRICAL
B2CFF6 ELEC - TOWEL DETECTOR - BLDG 17, RM 1227A SERVICE 5/22/12 NNMC-17 2 ELECTRICAL
B2CKMB PLUM-FAUCET NOT WORKING, BLDG 17 SERVICE 5/30/12 NNMC-17 4 PLUMBING
B2CL4R PLUM - CLOGGED SINK - BLDG 17, RM 4008 SERVICE 5/31/12 NNMC-17 2 PLUMBING

B2CMB3
PLUM/GENM/ELEC - B-17 GYM - REPAIR ROOFTOP 
LEAK/REPAIR HANDICAPP BUTTON/REPAIR OUTLET.

URGENT 6/5/12 NNMC-17 3 PLUMBING

B2CTJ4 HVAC - TOO HOT IN OFFICE - BLDG 17, RM 2003 SERVICE 6/14/12 NNMC-17 2 HVAC
B2CYS9 HVACB-17 ROOM # 3162 - HOT TEMPERATURE URGENT 6/21/12 NNMC-17 3 HVAC
B2CYCR LOCKS-Bldg. 17, Rm. 2236. Replace lock and keys. SERVICE 6/20/12 NNMC-17 2
B2CYTP Lock- Facilities Management Department SERVICE 6/21/12 NNMC-17 4 LOCKS
B2CYWK SFHP - MOUNT TV BRACKETS - BLDG 17, RM B086 SERVICE 6/21/12 NNMC-17 1 LABOR
B2D9XP PLUM-CEILING LEAK URGENT 6/27/12 NNMC-17 3 PLUMBING
B2D9Z6 PLUM-CEILING LEAK URGENT 6/27/12 NNMC-17 3 PLUMBING

B2FS5J
PLUM - BROKEN FAUCET - BLDG 17, 4TH FLOOR 
KITCHENETTE

SERVICE 7/6/12 NNMC-17 2 PLUMBING

B2FGSD
ELEC-B-17 ROOM # 2ND FLOOR NEAR ROOM 2003 - 
LIGHTS OUT.

URGENT 7/2/12 NNMC-17 2 ELECTRICAL

B2FW5M
LOCKS-Bldg. 17, Rm. 4047. Remove lock from breakroom 
door.

SERVICE 7/11/12 NNMC-17 2 LOCKS

B2FX5N HVAC - TOO HOT - BLDG 17, RM 3003 URGENT 7/12/12 NNMC-17 3 HVAC
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B2FX44
B-17B ROOM # PATIO AT THE BACK - LOOSE CEMENT 
TILES

SERVICE 7/12/12 NNMC-17 2 REPAIR

B2G2TX PLUMB-17 ROOM # 1ST FLOOR 1065 - CEILING LEAK URGENT 7/17/12 NNMC-17 3 PLUMBING

B2G4Z6 HVAC-Bldg. 17, 2nd Floor, Rm. 2D. A/C isn't working. SERVICE 7/18/12 NNMC-17 2 HVAC

B2G4Z9 HVAC-Bldg. 17, Rm. 3350. A/C is not working. SERVICE 7/18/12 NNMC-17 2 HVAC

B2G538
HVAC-Bldg. 17, MWR Gym. A/C is not working. b-17 
mens bathrooom - repair broken shower handle

SERVICE 7/18/12 NNMC-17 2 HVAC

B2G2KK
GENM-B-17A ROOM # SUITE A FRONT DESK OF PSD 
CUSTOMER SERVICE DESK - REPAIR BROKEN LOCKING 
MECAHNISM OF WINDOW.

SERVICE 7/17/12 NNMC-17 2 REPAIR

B2G4ZC HVAC - NO AC/VENTILATION - BLDG 17B, RM 3376 URGENT 7/18/12 NNMC-17 3 HVAC

B2GT4K GENM- B-17 ROOM # 3353 - REPAIR CABINET DOOR SERVICE 7/30/12 NNMC-17 2 REPAIR

B2GTMV HVAC-B-17 ROOM # 4038 - COLD TEMPERATURE SERVICE 7/31/12 NNMC-17 2 HVAC

B2GSXD
PLUM - LOW/NO WATER PRESSURE IN 2 WOMENS 
SHOWERS - BLDG 17

SERVICE 7/30/12 NNMC-17 2 PLUMBING

B2H4T7
PLUM-B-17B ROOM # RIGHT NEXT TO 2092 - REPAIR 
BROKEN/LOOSE STOOL

SERVICE 8/6/12 NNMC-17 2 PLUMBING

B2H7H5 Locks- NCIS SERVICE 8/10/12 NNMC-17 4 LOCKS

B2HCJG LOCK-Unisex bathroom will not lock from the inside SERVICE 8/13/12 NNMC-17 1 LOCKS

B2HPV6
GENM-B-17 ROOM # SUITE 1B 1005 - REPAIR HOLE IN 
THE FLOOR.

SERVICE 8/17/12 NNMC-17 2 REPAIR

B2HRDC
GENM-B-17B - ROOM # STAIRWAY RIGHT NEXT TO THE 
CHECK IN FOR THE GYM - REPAIR STAIRWAY THREAD 
CAPS.

SERVICE 8/20/12 NNMC-17 3 REPAIR

B2HRJF
ELEC-B-17B - ROOM # SUITE 2C - CUBICLE # 73 NO 
POWER

URGENT 8/20/12 NNMC-17 3 ELECTRICAL

B2JJ25 HVAC - TOO WARM - BLDG 17B, ENTIRE 4TH FLOOR URGENT 8/27/12 NNMC-17 3 HVAC

B2JJ22
ELEC-B-17A ROOM # 3101 - REPLACE BURNED OUT 
LIGHTS

SERVICE 8/27/12 NNMC-17 2 ELECTRICAL

B2JCMJ
GENM-B-17 ROOM # 1ST FLOOR MAIN DOOR - REPAIR 
MALFUNCTIONING DOOR.

SERVICE 8/23/12 NNMC-17 2 REPAIR

B2JJ3J
LOCK - BOLT WON'T QUITE CLEAR JAMB - BLDG 17B, RM 
2089

SERVICE 8/27/12 NNMC-17 2 LOCKS

B2JTSL
ELEC - TURN BULB OFF - TOO BRIGHT TO WORK - BLDG 
17A, NEXT TO 3001

URGENT 9/10/12 NNMC-17 3 ELECTRICAL

B2JT6Z
B17, GYM - INSTALL RUBBER FLOORING IN MENS AND 
LADIES LOCKER ROOM

SERVICE 9/7/12 NNMC-17 2 LABOR

B2JVH2 TOO HOT - BLDG 17, SUITE B-3 SERVICE 9/11/12 NNMC-17 2 HVAC
B2JX48 HOT CALL- IN WILLIAM III SERVICE 9/11/12 NNMC-17 2 HVAC
B2JYX7 HOT CALL SERVICE 9/14/12 NNMC-17 2 HVAC

B2K27Y
GENM / ELEC-Patch & Paint and New Outlet, B-17B, RM 
2

SERVICE 9/24/12 NNMC-17 2 REPAIR

B2JYMG BKCT - REPLACE CEILING TILES - BLDG 17, RM B171 SERVICE 9/19/12 NNMC-17 2 LABOR
B2JXZB ELEC- Lights outs, B-17, RM 3019 SERVICE 9/18/12 NNMC-17 2 ELECTRICAL
B2K2JM ELEC- OUTLET, B-17, RM-3048 SERVICE 9/24/12 NNMC-17 2 ELECTRICAL
B2K2VB ELEC- POWER OUT, B-17, RMS 1001, 1030 SERVICE 9/25/12 NNMC-17 2 ELECTRICAL
B2K4D5 PLUM- MENS RESTROOM, B-17B, 3rd floor URGENT 9/27/12 NNMC-17 3 PLUMBING
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B2K5PC ELEVATOR #1 OUT OF SERVICE BLDG 17 SERVICE 10/2/12 NNMC-17 1
B2K6LY Power out, B-17, RMs- 2039 and 2040 SERVICE 10/3/12 NNMC-17 2 ELECTRICAL
B2K5L4 FLUORESCENT LIGHTS, B-17, SUITE 1B SERVICE 10/2/12 NNMC-17 2 ELECTRICAL
B2L2TK Cold Call- B-17A, 3RD FLOOR SERVICE 10/19/12 NNMC-17 2 HVAC

B2GKJ6
GENM-B-17B ROOM # 2ND DECK NEAR STAIRWAY, 
GLASS DOUBLE DOORS - REPAIR DOOR.

SERVICE 7/23/12 NNMC-17B 2 REPAIR

B2HRV3
ELEC-B-17B - ROOM # 2D - MOVE ELECTRICAL OUTLET 
FROM ANOTHER ROOM.

SERVICE 8/21/12 NNMC-17B 2 ELECTRICAL

B2KH4T COLD CALL BLDG 17B RM 4038 & 4040 URGENT 10/9/12 NNMC-17B 1
B2MPXP Breaker, B-19, RM-3053 URGENT 11/20/12 NNMC-19 3 ELECTRICAL

B2NGWL
AIR HANDLER 3A WILL NOT RUN. CHECK THE DRIVE - 
NNMC-19, ROOM 335

URGENT 12/7/12 NNMC-19 3 HVAC

B2NM4X OUTLETS NOT WORKING - BLDG 19, RM 5008, 5010 SERVICE 12/17/12 NNMC-19 2 ELECTRICAL

B2NRJP
Need the lighting circuit corrected - Bldg 19, basement, 
electric room B014

SERVICE 12/20/12 NNMC-19 2 ELECTRICAL

B2NNP5
DOOR IN AMERICA BLDG WON'T OPEN - BLDG 19, 1ST 
FLOOR STAIRWELL DOORS

URGENT 12/18/12 NNMC-19 3 STRUCTURAL

B2NTLN DOOR HANDLE BROKEN B-19 RM- B201 SERVICE 12/28/12 NNMC-19 1 STRUCTURAL
B2N8GJ Toilte, B-19, RM-4039 Allergy Clinic SERVICE 12/5/12 NNMC-19 2 PLUMBING
B2NK9S TOILET SEATS LOOSE B-19 6TH FLOOR RM-6119 SERVICE 12/13/12 NNMC-19 1 PLUMBING
B2NK4F TOILET LEAKING B-19 2ND FLOOR RM 2229 URGENT 12/13/12 NNMC-19 1 PLUMBING
B2NNSB Toilet, B-19, RM-3351 Breast Care Clinic URGENT 12/18/12 NNMC-19 2 PLUMBING

B2NNKV
LEAKY SINK - PROVIDER EXAM ROOM - BLDG 19, RM 
4521

SERVICE 12/18/12 NNMC-19 2 PLUMBING

B2NR7S Faucet, B-19, RM-6047 Nuerology Clinic SERVICE 12/20/12 NNMC-19 2 PLUMBING
B2LT3W Lights out, B-19, RM-2012 SERVICE 10/31/12 NNMC-19 2 ELECTRICAL
B2N8TX Lights, B-19, RM-3540 SERVICE 12/5/12 NNMC-19 2 ELECTRICAL
B2LXT9 LIGHT BULBS OUT B-19 RM-B043 URGENT 11/5/12 NNMC-19 1 ELECTRICAL
B2NH8X LIGHT NOT WORKING B-19 RM-4173 4TH FLOOR URGENT 12/10/12 NNMC-19 1 ELECTRICAL
B2LTYF Repair leaking Chiller, Bldg. 19 URGENT 11/1/12 NNMC-19 1 PLUMBING
B2NSS2 Pipes, B-19, RM-6067 SERVICE 12/27/12 NNMC-19 2 PLUMBING
B2M2ZG Cold Call, B-19, RM-4147 SERVICE 11/8/12 NNMC-19 2 HVAC
B2KH4F Office ceiling leaking, B-19, RM 4002 URGENT 10/9/12 NNMC-19 3 PLUMBING
B2MT5C COLD CALL B-19 RM-4644 & 4640 SERVICE 11/27/12 NNMC-19 1 HVAC
B2N2T4 Cold Call, B-19, 4th floor Sub Specialty Clinic URGENT 11/29/12 NNMC-19 3 HVAC
B2N7SR Hot Call, B-19, RM-2103 SERVICE 12/3/12 NNMC-19 2 HVAC
B2N98R Cold Call, B-19, RM-4644 Pediactrics SERVICE 12/6/12 NNMC-19 2 HVAC

B2NGMD Cold Call, B-19, RM-4201 Allergy URGENT 12/7/12 NNMC-19 3 HVAC

B2NJCZ Cold Call, B-19, RM-6518 SERVICE 12/12/12 NNMC-19 2 HVAC
B2NJFG Cold Call, B-19, RM-2826 Internal Medicine Clinic SERVICE 12/12/12 NNMC-19 2 HVAC

B2NJLZ Cold Call, B-19, RM-3510 Hematology Onocology Clinic URGENT 12/12/12 NNMC-19 3 HVAC

B2NKV7 COLD CALL B-19 RM-6000 SERVICE 12/14/12 NNMC-19 1 HVAC
B2NKX5 COLD CALL B-19 2ND FLOOR RM-2749 URGENT 12/14/12 NNMC-19 1 HVAC
B2NJXH COLD CALL B-19 RM-6518 & 6522 SERVICE 12/13/12 NNMC-19 1 HVAC
B2NK3J COLD CALL B-19 RM-4628 SERVICE 12/13/12 NNMC-19 1 HVAC

B2NNKZ
COLD CALL - NEEDS HEAT TURNED ON  - BLDG 19, RM 
6439

SERVICE 12/18/12 NNMC-19 2 HVAC

B2NMD3 Hot Call ,B-19, RM-2619 Internal Medicine SERVICE 12/18/12 NNMC-19 2 HVAC
B2NNKF Hot Call, B-19, RM-4342 Child Physicatry SERVICE 12/18/12 NNMC-19 2 HVAC
B2NLY3 COLD AIR FROM VENTS - BLDG 19, RM 4644 URGENT 12/17/12 NNMC-19 3 HVAC
B2NR49 COLD CALL - BLDG 19, RM 6139, 4148 SERVICE 12/20/12 NNMC-19 2 HVAC
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B2NPDD Cold Call, B-19, RM-3222 Prostate Clinic SERVICE 12/19/12 NNMC-19 2 HVAC
B2NPB5 COLD CALL - DRAFT IN ROOM - BLDG 19, RM 3361 SERVICE 12/19/12 NNMC-19 2 HVAC

B2NR47 Hot Call, B-19, RM-3532 Hematology Clinic clean room URGENT 12/20/12 NNMC-19 3 HVAC

B2NSKV COLD CALL B-19 RM-1500 SERVICE 12/27/12 NNMC-19 1 HVAC
B2NSN6 Cold Call, B-19, RM-B205 Basement SERVICE 12/27/12 NNMC-19 1 HVAC
B2NKPJ AIR HANDLER NOT WORKING B-19 RM-B0335 URGENT 12/14/12 NNMC-19 1 HVAC
B2C76X ELEC-B-19 ROOM # B146 REPAIR POWER OUTLET SERVICE 5/15/12 NNMC-19 2 ELECTRICAL
B2BZ7T GENM-B-19 ROOM # 3124 REPAIR DOOR LOCK SERVICE 5/8/12 NNMC-19 1 REPAIR
B2C7P2 PLUM - CLOGGED TOILET - BLDG 19, RM 1012 URGENT 5/15/12 NNMC-19 3 PLUMBING
B2C75Z PLUM-B-19 ROOM # 3223 CLOGGED TOILET URGENT 5/15/12 NNMC-19 2 PLUMBING
B2C58D GENM - FIRE DOOR-DOOR LATCH BROKEN URGENT 5/9/12 NNMC-19 2 STRUCTURAL
B2C7F7 PLUM - CEILING LEAK - BLDG 19, RM 4112 SERVICE 5/15/12 NNMC-19 2 PLUMBING

B2C9LK
ELEC-B-19 ROOM # 4526 REPAIR POWER OUTLET./B-19 
 ROOM # 4309 REPAIR BUILT-IN DESK FROM THE WALL.

SERVICE 5/17/12 NNMC-19 2 ELECTRICAL

B2C9RM
HVAC-B-19 ROOM # 6000,1433 ROOM EXTREMELY 
COLD.

URGENT 5/17/12 NNMC-19 3 HVAC

B2CCLD
LOCK/ELEC - KEYS NOT WORKING/INTERCOM SYS NOT 
WORKING

URGENT 5/18/12 NNMC-19 3 LOCKS

B2CBW7 ELEC - CIRCUIT BLOWN - BLDG 19, RM 2717 URGENT 5/18/12 NNMC-19 3 ELECTRICAL

B2CCMT PLUM - LOW WATER PRESSURE - BLDG 19, WILLIAM III SERVICE 5/18/12 NNMC-19 2 PLUMBING

B2CDF4 HVAC - NEGATIVE PRESSURE ROOM - BLDG 19, RM 3510 URGENT 5/22/12 NNMC-19 3 HVAC

B2CG5H HVAC-B-19 ROOM # 3222 - COLD TEMPERATURE URGENT 5/24/12 NNMC-19 3 HVAC

B2CLG3
BKLG- Bldg. 19, Rm. 3462. Office LED desk lights need to 
be replaced.

SERVICE 6/1/12 NNMC-19 2 FCA_ELEC

B2CL7G
GENM - RESTROOM STALL LOCK BROKEN - BLDG 19, RM 
1008

URGENT 5/31/12 NNMC-19 3 LOCKS

B2CLNR PTNG - PATCH AND PAINT - BLDG 19, RM B-010 SERVICE 5/31/12 NNMC-19 4 FCA_PAINT

B2CRGW
GENM-B-19 ROOM # 4173 - CARPET CAME OFF. B-19 
ROOM # 4543,4419,4173 - ROOM NEEDS PAINT JOB

SERVICE 6/8/12 NNMC-19 2 REPAIR

B2CS8Z GENM - TIGHTEN UP FIRE DOORS - BLDG 19, 4TH FLOOR SERVICE 6/11/12 NNMC-19 2 STRUCTURAL

B2CS88
GENM-Bldg. 19, Rm. 1004, Physical Therapy, Amputee 
Clinic. "Walker hangers" have fallen off the wall and 
need to be remounted.

SERVICE 6/11/12 NNMC-19 2 REPAIR

B2CRGX PTNG - PATCH AND PAINT - BLDG 19, RM 1004 SERVICE 6/8/12 NNMC-19 2 FCA_PAINT

B2CSDM
GENM-B-19 ROOM # 3418 - REPAIR DOUBLE DOORS 
THAT WONT STAY OPEN.

SERVICE 6/12/12 NNMC-19 2 REPAIR

B2CW8Y
BKLG - REMOVE 50% OF EXISTING BULBS - BLDG 19, RM 
2761

SERVICE 6/15/12 NNMC-19 2 ELECTRICAL

B2F97C
LOCKS-Bldg. 19, Rm. 3542. Key lock above knob has 
fallen out of door. Please fix/replace. Presents major 
security issue.

URGENT 6/29/12 NNMC-19 3 LOCKS

B2F992
LOCK - REPLACE CORE - SECURED AREA - BLDG 19, RM 
3642

URGENT 6/29/12 NNMC-19 3 LOCKS

B2FMFG PLUM-B-19 ROOM # B017 - REPAIR TOILET LEAK SERVICE 7/3/12 NNMC-19 2 PLUMBING

B2FTSW
ELEC-B-19 ROOM # 144 - REPLACE THREE BURNED OUT 
LIGHTS (TREATMENT ROOM)

URGENT 7/9/12 NNMC-19 3 ELECTRICAL

B2FLT8 ELEC-B-19 ROOM # 3558 - REPAIR POWER OUTLET SERVICE 7/2/12 NNMC-19 2 ELECTRICAL
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B2FLTJ
GENM-B-19 ROOM # 2605,2646,2735,2305,2310 REPAIR 
DOOR/REPLACE LIGHT.

SERVICE 7/2/12 NNMC-19 2 REPAIR

B2FMWH HVAC-B-19 ROOM # 6000 - COLD TEMPERATURE URGENT 7/3/12 NNMC-19 HVAC

B2FMWY B-19 ROOM # B017 - REPAIR SINK LEAK SERVICE 7/3/12 NNMC-19 2 PLUMBING

B2FGTN
GENM-Bldg. 19, Rm. 3021. Patch and paint several holes 
in wall of room.

SERVICE 7/2/12 NNMC-19 2 REPAIR

B2FGTX
GENM-Bldg. 19, 3rd Floor, Entrance. Magnets on doors 
are no longer working. Please address issue so that 
doors stay open.

SERVICE 7/2/12 NNMC-19 2

B2GJC3 PLUM-Bldg. 19, Rm. 1048. Toilet clogged. URGENT 7/19/12 NNMC-19 3 PLUMBING

B2G5JN
GENM- B-19 ROOM # 3472 - INSTALL HANDICAPP 
AUTOMATIC DOOR OPENER

SERVICE 7/18/12 NNMC-19 2 REPAIR

B2GJH7 PLUM-Bldg. 19, William III. Leaking faucet. SERVICE 7/19/12 NNMC-19 2 PLUMBING

B2GMJ8
GENM-Bldg. 19, Rm. 4105. Key and lock box needs to be 
installed.

SERVICE 7/26/12 NNMC-19 2 REPAIR

B2GMPZ
ELEC-Bldg. 19, Rm. 1423. Install dimmer switches to 
control lights for convenience of ultrasounds in room.

SERVICE 7/26/12 NNMC-19 2 ELECTRICAL

B2GMG4
LOCK - MISSING SCREWS - BLDG 19, RMS 1214, 1216, 
1208, 1212

SERVICE 7/26/12 NNMC-19 2 LOCKS

B2GMHW
HVAC - INSUFFICIENT AC IN PHARMACY - BLDG 19, RM 
1201

URGENT 7/26/12 NNMC-19 3 HVAC

B2GLTN
ELEC-B-19 ROOM # 2103 - INSTALL POWER OUTLET AND 
MOUNT TV TO THE WALL

SERVICE 7/25/12 NNMC-19 2 ELECTRICAL

B2GLVM
B-19 ROOM # 3611,3463,3472. CHECK EYE WASH 
WATER TEMPERATURE.

SERVICE 7/25/12 NNMC-19 2 PLUMBING

B2GLXC HVAC B-19 ROOM # 2619 - HOT TEMPERATURE URGENT 7/25/12 NNMC-19 3 HVAC
B2GVLK PTNG - PATCH & PAINT - BLDG 19, RM 2206 SERVICE 8/1/12 NNMC-19 2 FCA_PAINT
B2GVMT ELEC - OUTLETS NOT WORKING - BLDG 19, RM 2202 SERVICE 8/1/12 NNMC-19 2 ELECTRICAL
B2GWK8 HVAC - CHILLED WATER LEAK - BLDG 19, RM B336 URGENT 8/1/12 NNMC-19 3 HVAC
B2GVJ9 HVAC-B-19 ROOM # 6407 - COLD TEMPERATURE SERVICE 8/1/12 NNMC-19 2 HVAC

B2GX74 PLUM-B-19 ROOM # 2052 - REPAIR CLOGGED TOILET SERVICE 8/1/12 NNMC-19 2 PLUMBING

B2H5FY
ELEC-B-19 ROOM # 4572 AND 4576 - OUTLETS DOES 
NOT WORK

SERVICE 8/7/12 NNMC-19 2 ELECTRICAL

B2H7SD
ELEC - DOOR MAGNETS HAVE FALLEN OFF AGAIN - BLDG 
19, DERMATOLOGY FRONT DOORS

URGENT 8/10/12 NNMC-19 3 ELECTRICAL

B2H4XM PLUM-B-19 ROOM # 2408 - REPAIR FAUCET LEAK. SERVICE 8/6/12 NNMC-19 2 PLUMBING
B2HJ6D HVAC - REPLACE FILTER - BLDG 19, MER URGENT 8/15/12 NNMC-19 3 HVAC
B2HJ6M HVAC - REPLACE FILTER - BLDG 9A, MER URGENT 8/15/12 NNMC-19 3 HVAC
B2HJ77 ELEC - LOOSE OUTLET - BLDG 19, RM 1403 SERVICE 8/15/12 NNMC-19 2 ELECTRICAL

B2HJ86
HVAC - TOO HOT - BLDG 19, PEDIATRICS,  RMS 4627, 
4551

URGENT 8/15/12 NNMC-19 3 HVAC

B2HFLH
GENM-B-19 ROOM # 2514,2725,2632,2707,2677 - 
REPAIR BROKEN TOILET SEAT.

SERVICE 8/14/12 NNMC-19 2 REPAIR

B2HTNX GENM - REPAIR FLOOR - BLDG 19, RM 4524 SERVICE 8/21/12 NNMC-19 2 STRUCTURAL
B2JK7W genm b-19 rm b338- replace safety guard rail URGENT 8/29/12 NNMC-19 3 REPAIR
B2JKG2 PLUM-B-19 ROOM # 3303 - CLOGGED TOILET. SERVICE 8/29/12 NNMC-19 2 PLUMBING

B2JK3Z LOCK - DOOR HANDLE FELL OFF - BLDG 19, RM 1501 URGENT 8/29/12 NNMC-19 3 LOCKS

B2JK73 HVAC - TOO WARM - BLDG 19, RM 6439 SERVICE 8/29/12 NNMC-19 2 HVAC
B2JKB9 PLUM-B-19 ROOM # 4313 - ICE MACHINE LEAK SERVICE 8/29/12 NNMC-19 2 PLUMBING
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B2JKG7
PTNG - PEEL & PAINT - PAINT PEELING - BLDG 19, RM 
4001

SERVICE 8/29/12 NNMC-19 2 FCA_PAINT

B2JKLW HVAC - TOO COLD IN OFFICE - BLDG 19, RM 6439 SERVICE 8/30/12 NNMC-19 2 HVAC
B2JPF9 PLUM-WET CEILING TILE ON FLOOR URGENT 9/4/12 NNMC-19 3 PLUMBING
B2JP9D GENM-SIDE PANEL BROKEN URGENT 9/4/12 NNMC-19 3 REPAIR
B2JWLH PLUM - CLOGGED TOILET - BLDG 19, RM B130C SERVICE 9/13/12 NNMC-19 2 PLUMBING
B2JW9W TOO COLD - BLDG 19, RM 6000, 6011 URGENT 9/12/12 NNMC-19 3 HVAC
B2JVW3 Cold Call SERVICE 9/11/12 NNMC-19 2 HVAC

B2JVPZ
FIRE DOOR WON'T OPEN - SAFETY HAZARD - B19, NEXT 
TO 4006

URGENT 9/11/12 NNMC-19 3 REPAIR

B2JVYT DEFICIENCY REPORT - BLDG 19, 1ST FLOOR SERVICE 9/11/12 NNMC-19 2 HVAC
B2JXK2 PLUM-Water leak, B-19, RM B206 URGENT 9/17/12 NNMC-19 3 PLUMBING
B2JXF9 PLUM-Office ceiling leaking, B-19, RM 4002 URGENT 9/17/12 NNMC-19 3 PLUMBING
B2JXL3 GENM-B-19, RM B-324 SERVICE 9/17/12 NNMC-19 2 REPAIR
B2JXMG HOT CALL- B-19. RM-3339 SERVICE 9/17/12 NNMC-19 2 HVAC
B2JXGG ELEC-Lights out- B-19, RM B043 SERVICE 9/17/12 NNMC-19 4 ELECTRICAL

B2JXMX
GENM- hand rail loose and floor board fixed, B-19, 1st 
RM 1118

URGENT 9/17/12 NNMC-19 3 REPAIR

B2JXN2 PLUM-Clogged toilet, B-19, RM2707 URGENT 9/17/12 NNMC-19 3 PLUMBING
B2K26Y PLUM-Pipe leaking, B-19, RM-4504 URGENT 9/24/12 NNMC-19 3 PLUMBING

B2JZHN
INSTALL WATER FILTER FOR MEDICATION CALIBRATION 
DEVICE - BLDG 19,

SERVICE 9/20/12 NNMC-19 2 PLUMBING

B2JZJJ NO POWER URGENT 9/18/12 NNMC-19 3 ELECTRICAL

B2K277
NON FUNCTIONING ICE MACHINE - USED FOR PATIENT 
CARE

URGENT 9/24/12 NNMC-19 3 REPAIR

B2K2H2 COLD CALL - BLDG 19, RM 3222 URGENT 9/24/12 NNMC-19 3 HVAC
B2K53N AUTOMATIC DOORS SLAMMED SHUT BLDG 19 SERVICE 9/28/12 NNMC-19 1
B2K4WY CLOGGED TOILET, B-19, RM-3627 URGENT 9/28/12 NNMC-19 3 PLUMBING

B2K558
CHECK OUTLET FOR CAPPUCHINO MACHINE - BLDG 19, 
1ST FLOOR COFFEE SHOP

SERVICE 9/28/12 NNMC-19 2 APPLIANCE

B2K6R7 TEMPERATURE IN ROOM TOO HIGH SERVICE 9/28/12 NNMC-19 2 HVAC
B2K6BJ FILTER MASTER, B-19, PHARMACY URGENT 10/3/12 NNMC-19 3 PLUMBING
B2K6W2 Replace the Plenum Air Filters - BLDG 19 SERVICE 10/3/12 NNMC-19 2

B2K6BW
PRESSURIZED ROOM - POSITIVE PRESSURE NEEDS TO BE 
NEGATIVE

SERVICE 10/3/12 NNMC-19 2 HVAC

B2K6CB
PLUM - TOILET OUT OF ORDER (COVERED WITH PLASTIC 
BAG)

SERVICE 10/3/12 NNMC-19 2 PLUMBING

B2K6N6 EMCOR ASSISTANCE - Building 19, Main Electric Room SERVICE 10/3/12 NNMC-19 2 ELECTRICAL

B2K72M Replace the Plenum Air Filters - BLDG 9A SERVICE 10/3/12 NNMC-19 2 ELECTRICAL
B2KJ5T HOT CALL - BLDG 19, WHOLE BASEMENT URGENT 10/11/12 NNMC-19 3 HVAC
B2KPT3 Lights out, B-19, RM-1019 SERVICE 10/16/12 NNMC-19 2 ELECTRICAL

B2KPTS
PLUM - TOILET LEAKING FROM BEHIND - BLDG 19, RM 
3472

SERVICE 10/16/12 NNMC-19 2 PLUMBING

B2KTNB CLOGGED TOILET, B-19, RM-B109 URGENT 10/17/12 NNMC-19 3 PLUMBING
B2KPPY COLD CALL, B-19, RM-6407 SERVICE 10/16/12 NNMC-19 2 HVAC
B2L9FH Ceiling, B-19, RM-4003 SERVICE 10/22/12 NNMC-19 2 PLUMBING
B2LG7T AIR HANDLER 2A HAS LEAK B-19 RM B328 URGENT 10/23/12 NNMC-19 1

B2LF33
DOORS OFF TRACK B-19 RM 4104 & REPLACE CEILING 
TILE RM 4002 & 4201

SERVICE 10/23/12 NNMC-19 1

B2LDMD REPLACE HYDRAULIC DOOR CLOSURE B-19 SERVICE 10/23/12 NNMC-19 1
B2LDN7 Door, B-19, DOOR#-3036 SERVICE 10/23/12 NNMC-19 2 REPAIR
B2LVCP LEAK B-19 RM-5309 URGENT 11/2/12 NNMC-19 1 PLUMBING
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B2LZTR OUTLET PLUG INOP B-19 RM-3053 URGENT 11/7/12 NNMC-19 1 ELECTRICAL
B2LZNC COLD CALL - BLDG 19, RM 6407, 6440 SERVICE 11/7/12 NNMC-19 2 HVAC
B2LZFT COLD CALL - BLDG 19, RM 144, 152 URGENT 11/6/12 NNMC-19 3 HVAC
B2M2V8 OUTLET NOT WORKING B-19 RM-3472 URGENT 11/8/12 NNMC-19 1 ELECTRICAL
B2LXXZ NEED PAINT B-19 RM-1004 SERVICE 11/6/12 NNMC-19 1 REPAIR
B2M334 TOILET CLOGGED B-19 RM-B017 URGENT 11/8/12 NNMC-19 1 PLUMBING
B2LZPN Patch & Paint, B-19, RM-2525 SERVICE 11/7/12 NNMC-19 2 FCA_PAINT

B2LXWW Locks- Dermatology SERVICE 11/6/12 NNMC-19 4 LOCKS

B2M34B Locks- Facilities SERVICE 11/8/12 NNMC-19 4 LOCKS
B2C4X5 GENM - REPLACE TOILET SEAT - BLDG 19, RM 6408 SERVICE 5/9/12 NNMC-19 1 REPAIR

B2C57Y
PLUM-B-19 ROOM # 5412 - REPAIR BROKEN SINK 
HANDLE, B-19 ROOM # 5502 NEED DRAIN STOPPER AND 
ADJUST WATER PRESSURE AND TEMPERATURE.

SERVICE 5/9/12 NNMC-19 PLUMBING

B2C6WB
HVAC-B-19 ROOM # B338 MECHANICAL ROOM - 
RESTORE CHILLER OPERATION

URGENT 5/14/12 NNMC-19 HVAC

B2C769 PLUM-B-19 ROOM # B136 CLOGGED TOILET URGENT 5/15/12 NNMC-19 2 PLUMBING
B2C53X ELEC-INSTALL LIGHT SWITCH SERVICE 5/9/12 NNMC-19 ELECTRICAL
B2C5P3 PLUM - CLOGGED TOILET - BLDG 19, RM 2032 SERVICE 5/10/12 NNMC-19 1 PLUMBING

B2C768
HVAC - POSITIVE INSTEAD OF NEGATIVE PRESSURE - 
BLDG 19, RM 3510, 3545

URGENT 5/15/12 NNMC-19 2 HVAC

B2C9VR
PLUM-B-19 ROOM # 4626 - REPAIR CLOGGED TOILET, B-
19 ROOM # 4574 REPAIR TOILET HANDLER LOCK

URGENT 5/17/12 NNMC-19 3 PLUMBING

B2C83V
PLUM-B-19 ROOM # 1305 - REPAIR OVERFLOWING 
TOILET

URGENT 5/16/12 NNMC-19 3 PLUMBING

B2C7ZR PLUM - CLOGGED TOILET - BLDG 19, RM 1305 URGENT 5/16/12 NNMC-19 3 PLUMBING
B2C9HT PTNG - PATCH & PAINT - BLDG 19, RM B-307, B-303 SERVICE 5/17/12 NNMC-19 2 FCA_PAINT

B2CFJR
GENM-B-19 ROOM # 3RD FLOOR NEAR ROOM 3317 AND 
FRONT DESK. - HOLE N THE WALL

SERVICE 5/23/12 NNMC-19 2 REPAIR

B2CFJ6 PTNG - dividing line and arrows - Bldg 19 and Bldg 63 SERVICE 5/23/12 NNMC-19 2 FCA_PAINT

B2CK59 ELEC - NO POWER FOR 220 OUTLET - BLDG 19, RM 3053 URGENT 5/29/12 NNMC-19 3 ELECTRICAL

B2CKLY
VARIABLE SPEED DRIVE COOLANT FLUID IS LOW ON ALL 
CHILLERS

URGENT 5/30/12 NNMC-19 3 HVAC

B2CK8M HVAC -RPR EF-3 IN MER B-335 BLDG.19 URGENT 5/29/12 NNMC-19 3 HVAC
B2CND8 GENM-Bldg. 19, Rm. 4404. Install shelves. SERVICE 6/6/12 NNMC-19 2 REPAIR

B2CLZR
ELEC-Bldg. 19, Rm. 3434. Lights under desk went out, 
most likely due to power problem.

SERVICE 6/4/12 NNMC-19 2 ELECTRICAL

B2CLZV
GENM-Bldg. 19, Rm. B206. Door handle is broken, 
security issue.

URGENT 6/4/12 NNMC-19 3 REPAIR

B2CM4W HVAC-Bldg. 19, Rm. 4028. Room is very cold. URGENT 6/4/12 NNMC-19 3 HVAC

B2CN6K
HVAC-B-19 ROOM # 4147 BLOWING AIR FROM THE 
VENT. (COLD AIR)

URGENT 6/6/12 NNMC-19 3 HVAC

B2CMYV PLUM-B-19 ROOM # 4337 - REPAIR SINK LEAK SERVICE 6/5/12 NNMC-19 2 PLUMBING

B2CRPR
HVAC-Bldg. 19, Rm. 2614. Too hot in room. Check 
"heating bulbs" and dampers.

URGENT 6/11/12 NNMC-19 3 HVAC

B2CRTJ
GENM-Bldg. 19, Rm. 3431. Metal door is bent and will 
not close, preventing room from being secured.

SERVICE 6/11/12 NNMC-19 1 REPAIR
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B2CRCN ELEC - NO POWER TO OUTLET - BLDG 19, RM 3472 URGENT 6/8/12 NNMC-19 3 ELECTRICAL

B2CSX9 SFHP - MOUNT DRY ERASE BOARD - BLDG 19, RM 3610 SERVICE 6/13/12 NNMC-19 2 LABOR

B2CXC8 Lock- Pharmacy SERVICE 6/19/12 NNMC-19 4 LOCKS

B2CWPL
GENM-Bldg. 19, Rm. 1022. Plaster and paint over six 
small holes right outside room on wall.

SERVICE 6/18/12 NNMC-19 2 REPAIR

B2CWVW ELEC - OUTLET NOT WORKING - BLDG 19, RM 3472 SERVICE 6/18/12 NNMC-19 2 ELECTRICAL

B2CWWL
HVAC - TOO COLD - PATIENT CARE AREA - BLDG 19, RM 
4172

URGENT 6/18/12 NNMC-19 3 HVAC

B2CWXS PTNG - PATCH & PAINT - BLDG 19, RM B310 SERVICE 6/18/12 NNMC-19 2 FCA_PAINT
B2CWJL ELEC - BLOWN OUTLET - BLDG 19, RM 3472 URGENT 6/18/12 NNMC-19 3 ELECTRICAL

B2CWRP
ELEC - NO POWER TO OUTLET - BLDG 19, ORTHO NO 
POWER TO OUTLET - BLDG 19, ORTO LOBBY

SERVICE 6/18/12 NNMC-19 2 ELECTRICAL

B2D4FP
GENM-Bldg. 19, Door #4033 will not stay open 
(emergency door) and signage fell off wall in front of 
Rm. 4036, please reattached/rehang.

SERVICE 6/25/12 NNMC-19 2 REPAIR

B2D7J7 SFHP - INSTALL SIGN  - BLDG 19, RM 3472 SERVICE 6/26/12 NNMC-19 2 LABOR

B2D4JP
GENM-Bldg. 19, Em. 1004. Wall facing room has 
permanent marker markings on it. Please paint-over.

SERVICE 6/25/12 NNMC-19 2 REPAIR

B2D4LD
ELEC-Bldg. 19, Rm. 3178. Electrical outlets to printers are 
not working.

URGENT 6/25/12 NNMC-19 3 ELECTRICAL

B2D54H
GENM-Bldg. 19, Rooms 4159 and 4175. Need height 
scales mounted on walls. Significantly affects patient 
care.

URGENT 6/26/12 NNMC-19 3 REPAIR

B2DZKD
ELEC-B-19 AND B-63 EMERGENCY POWER SYSTEM 
TESTING

SERVICE 6/28/12 NNMC-19 2 ELECTRICAL

B2DZLF
GENM-B-19 ROOM # B126,B124 - REPAIR/REPLACE 
BROKEN/LOOSE TOILET SEAT COVER.

SERVICE 6/28/12 NNMC-19 2 REPAIR

B2DZMP GENM-B-19 ROOM # 3041 - REMOVE DOOR CLOSURE SERVICE 6/28/12 NNMC-19 2 REPAIR

B2F88L LOCKS-Bldg. 19, Rm. B309. Lock on door is sticking. SERVICE 6/28/12 NNMC-19 2 LOCKS

B2FVMZ LOCK - STALL LOCK NOT WORKING - BLDG 19, RM 1119 SERVICE 7/10/12 NNMC-19 2 REPAIR

B2FVSB PLUM - FAUCET LEAK - BLDG 19, 1ST FLOOR, WILLIAM III SERVICE 7/10/12 NNMC-19 2 PLUMBING

B2FVDZ HVAC - TOO COLD IN OFFICE - BLDG 19, RM 3222 URGENT 7/10/12 NNMC-19 3 HVAC

B2FVPR
ELEC-B-19 ROOM # 1425 - REPAIR ELECTRICAL OUTLET B-
19 ROOM # 4013 REPLACE BURNED OUT DESK LIGHT,B-
19 ROOM # 4115 - BREAK FILLING CABINET LOCK

SERVICE 7/10/12 NNMC-19 2 ELECTRICAL

B2FYZH PLUM - CLOGGED TOILET - BLDG 19, RM 3061 URGENT 7/16/12 NNMC-19 3 PLUMBING
B2FZ2V BKLG - LIGHTS OUT - BLDG 19, RM 5515 SERVICE 7/16/12 NNMC-19 2 ELECTRICAL
B2FZ3B ELEC - INSTALL OUTLET FOR TV - BLDG 19, RM 1017 SERVICE 7/16/12 NNMC-19 2 ELECTRICAL

B2FYY8 GENM- INSTALL BIKE RACK - B- 19 MAIN ENTRANCE SERVICE 7/16/12 NNMC-19 2 REPAIR

B2FYTT GENM-Bldg. 19, B332. Hang pictures and corkboard. SERVICE 7/16/12 NNMC-19 2 REPAIR

B2GJW5
ELEC-B-19 ROOM # B144 - REPAIR OVERHEAD LIGHT 
FLICKERING CONTINOUSLY.

SERVICE 7/20/12 NNMC-19 2 ELECTRICAL

B2GJZF B-19 ROOM # 1004 - REPAIR CEILING LEAK URGENT 7/20/12 NNMC-19 3 PLUMBING
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B2GJXX ELEC - DOOR MAGNET ALIGNMENT - BLDG 19, RM 1121 SERVICE 7/20/12 NNMC-19 2 ELECTRICAL

B2GN5D
ELEC - No electrical power - HOUSEKEEPING - Bld 19 
basement rm 118

URGENT 7/27/12 NNMC-19 3 ELECTRICAL

B2GN3Z HVAC- B-19 ROOM 1201 - HOT TEMPERATURE URGENT 7/27/12 NNMC-19 3 HVAC

B2GMFZ
GENM-Bldg. 19, Rm. B315. Whiteboard needs to be 
moved to different wall within same room.

SERVICE 7/26/12 NNMC-19 2 REPAIR

B2GMGC
LOCKS-Bldg. 19, Rm. 2530. Cipher lock needs new 
battery.

SERVICE 7/26/12 NNMC-19 2 LOCKS

B2GMW
M

ELEC-B-19 ROOM # 2140 - CALL BELL LIGHTS 
CONSTANTLY ON.

SERVICE 7/26/12 NNMC-19 ELECTRICAL

B2GVDZ PLUM - LOOSE BATHROOM FAUCET - BLDG 19, RM 1223 SERVICE 7/31/12 NNMC-19 2 PLUMBING

B2GX5J GENM - BROKEN WINDOW - BLDG 19, RM 6217 URGENT 8/1/12 NNMC-19 3 STRUCTURAL
B2GXSD HVAC-B-19 ROOM # 6405 - HOT TEMPERATURE URGENT 8/2/12 NNMC-19 3 HVAC

B2GXPM
ELEC-B-19 2ND DECK LOBBY -  BETWEEN 
ORTHOPEDICS,PEDIATRICS, AND SATELLITE RADIOLOGY. - 
POWER OUTLET DOES NOT WORK.

SERVICE 8/2/12 NNMC-19 2 ELECTRICAL

B2GXPT
ELEC-B-10 ROOM # 3010B - NO POWER ON POWER 
OUTLET

SERVICE 8/2/12 NNMC-19 2 ELECTRICAL

B2H7KL
ELEC-B-19 ROOM # 3516 
,3509,3536,3512,3558,3514,3521 - CALL BELL 
INDICATING DISCONNECTED

URGENT 8/10/12 NNMC-19 3 ELECTRICAL

B2H6JP
GENMB-19 ROOM # 1013 - REPAIR MALFUNCTIONING 
DOOR.

SERVICE 8/9/12 NNMC-19 2 REPAIR

B2HP3M
BKLG - LIGHTS OUT - VERY DIFFICULT TO START IV'S - 
BLDG 19, RM B-040

URGENT 8/16/12 NNMC-19 3 ELECTRICAL

B2HPF2
HVAC-B-19 ROOM # B041 - CHILLER FOR MRI MACHINE 
MALFUNCTIONING.

SERVICE 8/16/12 NNMC-19 2 HVAC

B2HPKB
ELEC - CIRCUIT BREAKER BLOWN - BLANKET WARMERS 
COLD - BLDG 19, RM 3472

URGENT 8/17/12 NNMC-19 3 ELECTRICAL

B2HPL5 HVAC - TOO HOT IN OFFICE - BLDG 19, RM 2221 SERVICE 8/17/12 NNMC-19 2 HVAC

B2HPN9
HVAC - TOO HOT - OUTPATIENT PHARMACY - BLDG 19, 
RM 1201

URGENT 8/17/12 NNMC-19 3 HVAC

B2HPLT GENM-B-19 ROOM # B130C - REPAIR DOOR. SERVICE 8/17/12 NNMC-19 2 REPAIR
B2HP76 PLUM-B-19 ROOM # 3174 - TOILET OUT OF ORDER SERVICE 8/16/12 NNMC-19 2 PLUMBING

B2HVL4
PTNG - PATCH & PAINT WHERE LOCKER USE TO BE - 
BLDG 19, RM 3415

SERVICE 8/23/12 NNMC-19 2 FCA_PAINT

B2HVJG PLUM-B-19 ROOM # 1111 - TOILET LEAK SERVICE 8/23/12 NNMC-19 2 PLUMBING
B2J5H5 HVAC-B-19 ROOM # 6439 - HOT TEMPERATURE URGENT 8/23/12 NNMC-19 3 HVAC

B2JL8W
HVAC - TOO COLD - FROM ONE EXTREME TO ANOTHER - 
BLDG 19, RM 4628

SERVICE 8/30/12 NNMC-19 2 HVAC

B2JM8V ELEC-CALL BELL SYSTEM NOT WORKING URGENT 8/31/12 NNMC-19 3 ELECTRICAL
B2JPRD ELEC- ELECTRICAL OUTLETS NOT WORKING URGENT 9/4/12 NNMC-19 3 ELECTRICAL
B2JPLY GENM-ICE MACHINE NOT WORKING SERVICE 9/4/12 NNMC-19 2 REPAIR
B2JPXZ ELEC-B-19 ROOM # 4361 - REPAIR LIGHT FIXTURE SERVICE 9/5/12 NNMC-19 ELECTRICAL

B2JZTY
LOCK - KEY WON'T TURN IN TUMBLER - BLDG 19, RM 
B160

SERVICE 9/21/12 NNMC-19 2 LOCKS

B2K2G7 PIPE LEAKING IN THE CEILING URGENT 9/21/12 NNMC-19 3 PLUMBING
B2JZLL PLUM-Toilet seat, B-19, RM-2631 SERVICE 9/20/12 NNMC-19 2 PLUMBING
B2K34V GENM- ELECTRIC DOOR, B-19, RM B-144 SERVICE 9/25/12 NNMC-19 2 REPAIR
B2K467 PLUM- CLOGGED TOILET, B-19, RM-2419 URGENT 9/26/12 NNMC-19 3 PLUMBING
B2K7HK SINK HANDLE, B-19, RM-6307 SERVICE 10/4/12 NNMC-19 2 PLUMBING
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B2KB7Z CLOGGED TOILET, B-19, RM-1019 URGENT 10/4/12 NNMC-19 3 PLUMBING

B2KJWC
HANDICAP STALL DOOR LOCK BROKEN - BLDG 19, MENS 
ROOM NEAR 1113

SERVICE 10/12/12 NNMC-19 2 LOCKS

B2KTWF CEILING LEAK, B-19, RM-3314 URGENT 10/17/12 NNMC-19 3 PLUMBING

B2LKBC X-RAY IN USE LIGHT DOES NOT TURN ON B-19 RM-2222 SERVICE 10/24/12 NNMC-19 1

B2LHMD PLUM - CLOGGED TOILET - BLDG 19, RM 1086 SERVICE 10/24/12 NNMC-19 2 PLUMBING
B2LHMY Clogged Toilet, B-19, RM-2609 URGENT 10/24/12 NNMC-19 3 PLUMBING
B2LPRD BASEBOARD FROM WALL MISSING B-19 RM-123 SERVICE 10/26/12 NNMC-19 1
B2LT8L COLD CALL - BLDG 19, RMS 5053, 5052, 5057 URGENT 10/31/12 NNMC-19 3 HVAC
B2LWZ4 Hot Call, B-19, RM-1501 SERVICE 11/5/12 NNMC-19 2 HVAC
B2LXJM Patch & Paint, B-19, RM-3116 SERVICE 11/5/12 NNMC-19 2 FCA_PAINT
B2LXK7 Ceiling tile,B-19, RM 4569 SERVICE 11/5/12 NNMC-19 2 PLUMBING
B2LXWV Locks- Orthopedics SERVICE 11/5/12 NNMC-19 4 LOCKS
B2LW5S Clogged Toilet, B-19,  RM-2216 URGENT 11/2/12 NNMC-19 3 PLUMBING
B2LXTS TOILET OUT OF ORDER B-19 RM-2409 SERVICE 11/5/12 NNMC-19 1 PLUMBING
B2LXW2 ELCON-ELEVATOR STOPS AT THE 2ND FLOOR B-19 URGENT 11/5/12 NNMC-19 1 ELECTRICAL
B2M573 Patch & Paint, B-19, RM-2525 SERVICE 11/15/12 NNMC-19 2 FCA_PAINT
B2M4FS TOIET LEAKING A LOT B-19 RM-1214 URGENT 11/13/12 NNMC-19 1 PLUMBING
B2M55J CLOGGED TOILET B-19 RM-2514 URGENT 11/15/12 NNMC-19 1 PLUMBING

B2MNZV
TOILET OVERFLOWING B-19 RM-MENS BATHROOM 1ST 
FLOOR BY SECURITY

URGENT 11/16/12 NNMC-19 1 PLUMBING

B2MPL9 Locks- Pharmacy SERVICE 11/19/12 NNMC-19 4 LOCKS

B2MP3W PIPE LEAKING B-19 RM-B041 URGENT 11/19/12 NNMC-19 1 PLUMBING

B2MP4S OUTLETS ARE NOT WORKING B-19 RM-3472 URGENT 11/19/12 NNMC-19 1 ELECTRICAL
B2MP92 GATE TO WINDOW IS BROKEN @ PHARMACY B-19 URGENT 11/19/12 NNMC-19 1 REPAIR
B2MRT8 Locks- Physical Security SERVICE 11/21/12 NNMC-19 4 LOCKS
B2MRTG Locks- Psychiatry SERVICE 11/21/12 NNMC-19 4 LOCKS

B2MR7N
DOORS HAVE LOUD NOISES COMING FROM THEM B-19 
HALLWAY TEAM HOTEL AREA

SERVICE 11/20/12 NNMC-19 1 REPAIR

B2MRSP TOILET CLOGGED B-19 RM-2416 2ND FLOOR URGENT 11/21/12 NNMC-19 1 PLUMBING
B2MTFS Emcor support  - BLDGS 63 & 19 SERVICE 11/27/12 NNMC-19 2 ELECTRICAL

B2MVJ5 PIPE LEAKING AND CEILING TILE REPLACE B-19 RM-4136 URGENT 11/28/12 NNMC-19 1 PLUMBING

B2MVHX Doors, B-19, RMS-1131, 1134, 1128 Physcial Therapy URGENT 11/28/12 NNMC-19 3 ELECTRICAL

B2MSGX Patch and Paint, B-19, Exam room 17 SERVICE 11/26/12 NNMC-19 2 FCA_PAINT

B2MSF5
CALL LIGHT IS ON, NEEDS TO BE TURNED OFF B-19 RM-
2122

URGENT 11/26/12 NNMC-19 1 REPAIR

B2MSXR Steam Leak, B-19, RM-B-335 Mech Room SERVICE 11/26/12 NNMC-19 2
B2MT9Z Cold Call, B-19, RM-4147 SERVICE 11/27/12 NNMC-19 2 HVAC

B2MT7N
RANDOM EMERGENCY LIGHTS GOING OFF B-19 4TH 
FLOOR PEDIATRIC DEPT

URGENT 11/27/12 NNMC-19 1

B2MZ53 Light, B-19, RM-3472 SERVICE 11/28/12 NNMC-19 2 ELECTRICAL

B2N4NW Fire Door -  B-19, Stairwell A3 URGENT 11/29/12 NNMC-19 3 REPAIR

B2N5C9 TOILET OVERFLOWING B-19 RM-4109 4TH FLOOR URGENT 11/30/12 NNMC-19 1 PLUMBING
B2N2WY COLD CALL - BLDG 19, RM 4644 SERVICE 11/29/12 NNMC-19 2 HVAC

B2N87P Air Handler, B-19, RM-B-208 basement back mech room SERVICE 12/4/12 NNMC-19 2 HVAC

B2N79D No power, B-19, Rm-1508 Orthotic Prostaetic URGENT 12/3/12 NNMC-19 3 ELECTRICAL
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B2N94D
Call Bell Lights not working, B-19, General Internal 
Medicine

URGENT 12/6/12 NNMC-19 3 ELECTRICAL

B2N9CJ Fire door, B-19, Stairwell A6 1st floor URGENT 12/6/12 NNMC-19 3 REPAIR

B2N8TP
Air Handler, B-19, RM-B-B335 Basement main mech 
room

URGENT 12/5/12 NNMC-19 3 HVAC

B2N7SM
CALL BELL SYSTEMS NOT WORKING - BLDG 19, TEAM 
HOTEL, ROOM 2425

SERVICE 12/3/12 NNMC-19 2

B2NGK6 No power, B-19, RM-1206 Phlebotomy URGENT 12/7/12 NNMC-19 3 ELECTRICAL
B2NGW8 Sink, B-19, RM-3445 GYN Oncology Hallway SERVICE 12/7/12 NNMC-19 2 PLUMBING
B2NJB9 Call Bell, B-19, Amputee front desk basement SERVICE 12/12/12 NNMC-19 2 ELECTRICAL
B2NJCL HANDYMAN,White Board B-19, RM-B010 SERVICE 12/12/12 NNMC-19 2
B2NJD8 Toilet, B-19, RM-1119 URGENT 12/12/12 NNMC-19 3 PLUMBING
B2NJDH Gate, B-19 Pharmacy SERVICE 12/12/12 NNMC-19 LABOR
B2NJ3G AIR HANDLER, NNMC-19,ROOM 335 URGENT 12/5/12 NNMC-19 3 HVAC

B2NHND Outlet, B-19, RM-3472 Hematology Oncology Clinic SERVICE 12/11/12 NNMC-19 2 ELECTRICAL

B2NJ5S No Power, Bldg 19, RM 6521 SERVICE 12/11/12 NNMC-19 2 ELECTRICAL
B2NGZC Outlet, B-19, RM-6404, 6535, 6530 Psychology SERVICE 12/10/12 NNMC-19 2 ELECTRICAL

B2NJ6H
Patch & Paint, B-19, outside of RM-1309 Occupational 
Therapy

SERVICE 12/11/12 NNMC-19 2 FCA_PAINT

B2NM58 SFHP - HANG PICTURES - BLDG 19, RM 4309 SERVICE 12/17/12 NNMC-19 2 LABOR
B2NNRP Self Help- B-19, RM-3420 3rd floor SERVICE 12/18/12 NNMC-19 2 LABOR

B2NMH7
MENS BATHROOM DOOR  STUCK OPEN - BLDG 19, RM 
1111

URGENT 12/18/12 NNMC-19 3 ELECTRICAL

B2NN46
PATCH & PAINT - PHYS MED REHAB CLINIC - BLDG 19, 
EXAM RMS 1427,1421,1423,1425, 1429, 1608

SERVICE 12/18/12 NNMC-19 2 FCA_PAINT

B2NP3L Negetive Pressure, B-19, RMs-3532 & 3534 URGENT 12/19/12 NNMC-19 3 HVAC

B2NPB2 Door, B-19, Door # 3472 Hematology Oncology Clinic URGENT 12/19/12 NNMC-19 3 REPAIR

B2NR7N SLOW TOILET LEAK - PUDDLING - BLDG 19, RM 4414 SERVICE 12/20/12 NNMC-19 2 PLUMBING

B2NPDC PATCH & PAINT - BLDG 19, RM 1085 SERVICE 12/19/12 NNMC-19 2 FCA_PAINT
B2NPLP SFHP HANG 2 BOARDS - BLDG 19, RM 4404 SERVICE 12/19/12 NNMC-19 2 LABOR

B2NPNP
SFHP - HANG 3 GLASS BULLETIN BOARDS - 4313, 4309 / 
HANG 4 PICTURES - BLDG 19,  RMS 2 IN 4308, 2 IN 4311

SERVICE 12/19/12 NNMC-19 2 LABOR

B2NPPB
PATCH & PAINT / ICE MACHINE NEEDS TO THOROUGHLY 
CLEANED -  BLDG 19, RM

URGENT 12/19/12 NNMC-19 3 FCA_PAINT

B2NRTP SAGGING DOORS WON'T CLOSE - BLDG 19, DOOR 4009A URGENT 12/21/12 NNMC-19 3 REPAIR

B2NRMZ
ODORS COMING FROM SINK DRAIN - BLDG 19, RM B324 
(INSIDE B328)

SERVICE 12/21/12 NNMC-19 2 PLUMBING

B2NS5X
DOOR WITH CYPHER LOCK IS NOT SECURING B-19 RM-
1433

SERVICE 12/26/12 NNMC-19 1 LOCKS

B2NS3N WATER LEAKING FROM WINDOW,NNMC-19, RM-5002 URGENT 12/20/12 NNMC-19 3 PLUMBING

B2NS4R
Self Help- Cork Board & Frame hung, B-19, RM-2015 
Orthopedic Clinic

SERVICE 12/26/12 NNMC-19 2 LABOR

B2NSH3 Self Help-Sign, B-19, Coffee shop SERVICE 12/27/12 NNMC-19 2 LABOR

B2C6B9
ELEC - UNKNOWN ALARM SOUNDING - BLDG 19, RM 
3182

URGENT 5/11/12 NNMC-19 2 ELECTRICAL

B2C9M8
GENM-B-19 ROOM # 3RD FLOOR (DERMATOLOGY 
CLINIC) REPAIR LOOSE TOILET SEAT

SERVICE 5/17/12 NNMC-19 2 REPAIR
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B2C9WZ ELCON-B-19 ELEVATOR # 2 - STUCK ELEVATOR SERVICE 5/17/12 NNMC-19 2 CONVEYING

B2CBVM
PLUM-B-19 ROOM # 2674 - REPAIR CLOGGED ICE 
MACHINE

SERVICE 5/18/12 NNMC-19 2 PLUMBING

B2CFJX HVAC - CEILING LEAK - BLDG 19, RM 5026 SERVICE 5/23/12 NNMC-19 2 HVAC

B2CGBN GENM-B-19 ROOM # 3162 PATCH AND PAINT WALL SERVICE 5/24/12 NNMC-19 2 REPAIR

B2CFZL ELEC - LIGHTS OUT - TOTALLY DARK - BLDG 19, RM 1008 URGENT 5/24/12 NNMC-19 3 ELECTRICAL

B2CL4Z
ELEC - MAGNETIC DOORS LOST POWER - BLDG 19, RM 
3414

URGENT 5/31/12 NNMC-19 3 ELECTRICAL

B2CLJC
PLUM - SINK LEAK - PIPES UNDERNEATH - BLDG 19, RM 
1004

URGENT 6/1/12 NNMC-19 1

B2CLL4
PLUM - SINK LEAK - PIPES UNDERNEATH - CAN'T USE 
SINK - BLDG 19, RM 1004

URGENT 6/1/12 NNMC-19 3 PLUMBING

B2CKYP
ELEC- MOVE AUTOMATIC DOOR BUTTON TO OPPOSITE 
WALL

SERVICE 5/31/12 NNMC-19 4 ELECTRICAL

B2CN6X
GENM-Bldg. 19, Rm. 4515, Rm. 4226, Rm. 4220, Rm. 
4165. Various maintenance issues.

SERVICE 6/6/12 NNMC-19 2 REPAIR

B2CM77 LOCK - MOVE COMBINATION LOCK - BLDG 19, RM 3606 SERVICE 6/4/12 NNMC-19 2 LOCKS

B2CRG2 HVAC - REPLACE FLOW METER - BLDG 19, CHILLER #2 SERVICE 6/8/12 NNMC-19 2 HVAC

B2CNLY
HVAC - AHU CHILLER #3 NOT WORKING - BLDG 19, 
BASEMENT MER

URGENT 6/7/12 NNMC-19 3 HVAC

B2CN2H HVAC - TOO HOT IN PATIENT ROOM - BLDG 19, RM 3010 URGENT 6/5/12 NNMC-19 3 HVAC

B2CNXL LOCK - BROKEN LOCK - BLDG 19, 5425 URGENT 6/7/12 NNMC-19 3 LOCKS

B2CLZN
GENM-B-19 ROOM # 4404 REPAIR/REPLACE DOOR 
MAGNET

SERVICE 6/4/12 NNMC-19 2 REPAIR

B2CRS6 HVAC - REPLACE FLOW METER - BLDG 19, CHILLER #2 URGENT 6/11/12 NNMC-19 3 HVAC

B2CNDR
GENM-Bldg. 19, Rm. 5404. White board needsx to be 
hung.

SERVICE 6/6/12 NNMC-19 2 REPAIR

B2CMBS
GENM-Bldg. 19, Rm. 4412. Hand-sanitizer unit ripped off 
wall, spot needs to be plastered and repainted.

SERVICE 6/5/12 NNMC-19 2 FCA_PAINT

B2D4TD GENM-Bldg. 19, Rooms B336 and 6409. See details. URGENT 6/25/12 NNMC-19 3 REPAIR

B2CMZ9
ELEC - FIRE DOOR - INSTALL MAGNETS - BLDG 19, ENTRY 
TO DERMATOLOGY 3235

SERVICE 6/5/12 NNMC-19 2 ELECTRICAL

B2CMHH HVAC-Bldg.19, Rm. 3222. Very cold. URGENT 6/5/12 NNMC-19 3 HVAC

B2CVKH
DOORS - WON'T SECURE - SECURITY ISSUE - BLDG 19, 
FRONT ENTRY

URGENT 6/14/12 NNMC-19 3 LOCKS

B2CVMM
SFHP-Bldg. 19, Rm # Waiting Area Center for Prostate 
Disease. Picture needs to be hung.

SERVICE 6/15/12 NNMC-19 2 REPAIR

B2CVBX HVAC-Bldg. 19, Rm. 2202. Too hot in room. URGENT 6/14/12 NNMC-19 3 HVAC
B2CVL3 BKLG - DESK LIGHT OUT - BLDG 19, RM 2512 SERVICE 6/14/12 NNMC-19 2 ELECTRICAL

B2CVNP
GENM-Bldg. 19, 4th Floor, Rm. 4214, Check-in room. 
Please take out one or more lightbulbs in order to 
reduce brightness in room.

SERVICE 6/15/12 NNMC-19 2 REPAIR

B2CYND Lock- General Internal Medicine SERVICE 6/21/12 NNMC-19 4 LOCKS

B2CYF7 ELEC - NO POWER TO OUTLET - BLDG 19, NEAR RM 3558 SERVICE 6/21/12 NNMC-19 2 ELECTRICAL
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B2CYNN
PLUM - ICE MACHINE - CLOGGED - PATIENT CARE - BLDG 
19, RM 4309

URGENT 6/21/12 NNMC-19 3 APPLIANCE

B2CYVT
ELEC-B-19 ROOM # B043 - ALARM GOING OFF IN ONE 
OF THE SGNAL BOX.

URGENT 6/21/12 NNMC-19 3 ELECTRICAL

B2CYJG DOOR HANDLE WON'T OPEN DOOR. iT IS STUCK SERVICE 5/7/12 NNMC-19 1 REPAIR
B2CYJH ALARM SOUNDING SERVICE 5/7/12 NNMC-19 1 ELECTRICAL

B2CY24
ELEC - REPLACE OUTLET COVER - BLDG 19, ACROSS 
FROM 3537

SERVICE 6/20/12 NNMC-19 2 ELECTRICAL

B2CYPT ELEC-Bldg. 19, Rm. 2646. No power to half of room. URGENT 6/21/12 NNMC-19 3 ELECTRICAL

B2CYFM
GENM-Bldg. 19, 3rd Floor, Gynecology/Oncology Clinic. 
Double doors leading to clinic need magnets replaced on 
them that hold doors open.

URGENT 6/21/12 NNMC-19 3 REPAIR

B2CXWZ
ELEC-B-19 ROOM # WHOLE 4TH FLOOR - POWER 
OUTAGE

URGENT 6/20/12 NNMC-19 3 ELECTRICAL

B2CY58 GENM-B-3 ROOM # 1365 - REPAIR DOOR. SERVICE 6/20/12 NNMC-19 2 REPAIR
B2D9LP PLUM-CLOGGED TOILET URGENT 6/27/12 NNMC-19 3 PLUMBING

B2DB22
GENM-STAIRWELL DOORS HARD TO OPEN AND CLOSE 
FORCIBLY

URGENT 6/27/12 NNMC-19 3 REPAIR

B2DB47
GENM-Bldg. 19, Rm. 3420 (hallway outside). Corkboards 
(strips) need to be installed.

SERVICE 6/27/12 NNMC-19 2 REPAIR

B2D9GB PLUM-B-19 ROOM # 6516 - REPAIR FAUCET LEAK. SERVICE 6/26/12 NNMC-19 2 PLUMBING

B2D996
GENM-Bldg. 19, 3rd Floor, Dermatology Clinic. Hand 
sanitizer outside Rm. 3209 needs to be reattached and 
all corner mouldings need to be redone.

SERVICE 6/26/12 NNMC-19 2 REPAIR

B2D9BJ
SFHP - MOVE WHITEBOARD/MOUNT SHARPS 
CONTAINER   - BLDG 19, RMS 4646, 4426, 4320

SERVICE 6/26/12 NNMC-19 2 LABOR

B2D9CW PTNG - PATCH & PAINT - BLDG 19, RM 4309 SERVICE 6/26/12 NNMC-19 2 FCA_PAINT
B2D9SR PLUM-CLOGGED TOILET URGENT 6/27/12 NNMC-19 3 PLUMBING
B2FLWN GENM-B-19 ROOM # 1308 - REPAIR CRACKED SINK SERVICE 7/2/12 NNMC-19 2 REPAIR
B2FS7J hvac-b-19 room # 6405 - hot temperature URGENT 7/6/12 NNMC-19 3 HVAC
B2FW7P Elec- Install 3 Outlets SERVICE 7/11/12 NNMC-19 3 ELECTRICAL

B2FW96 ELEC-B-19 ROOM # 1017 - MOUNT BIG TV TO WALL. SERVICE 7/11/12 NNMC-19 2 ELECTRICAL

B2FVZY
GENM-Bldg. 19, Basement, B151. Two cameras need to 
be installed in room.

SERVICE 7/11/12 NNMC-19 2 REPAIR

B2FW28 GENM-Bldg. 19, Roof, EF22A. Check the belt on EF22A. URGENT 7/11/12 NNMC-19 2 REPAIR

B2FW45
ELEC-Bldg. 19, Rm. 3536. Current is jumping around in 
circuits for bedroom lights. Safety hazard.

URGENT 7/11/12 NNMC-19 3 ELECTRICAL

B2FW6J
GENM-Bldg. 9, Rm. 1727. TV needs to be hung up. 
Customer already has frame.

SERVICE 7/11/12 NNMC-19 1 REPAIR

B2FX2B
LOCKS - INSIDE LOCK BROKEN - HEALTH HAZARD - BLDG 
19, RM 3119

URGENT 7/12/12 NNMC-19 3 LOCKS

B2FW7K
PLUM-Bldg. 19, 4th Floor, Rm. 4136. Fix steam leak and 
replace/install ceiling tile underneath.

SERVICE 7/11/12 NNMC-19 3 PLUMBING

B2FW7L
GENM-Bldg. 19, Rm. 3472. Install handicap automatic 
door opener for treatment room.

SERVICE 7/11/12 NNMC-19 4 REPAIR

B2FWDP HVAC-Bldg. 19, Rm. 3337. No A/C in room. SERVICE 7/11/12 NNMC-19 2 HVAC

B2FWF6
GENM-Bldg.19, Rm. 2119, 2115. Install computer and 
computer mounts in both rooms.

URGENT 7/11/12 NNMC-19 3 REPAIR
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B2FXNN
LOCK - BROKEN DOOR HANDLE - PATIENT BATHROOM - 
BLDG 19, RM 5408

URGENT 7/13/12 NNMC-19 3 LOCKS

B2G2YN
PTNG-Bldg. 19, Rm. 3209. Patch and paint screw holes 
on wall outside room.

SERVICE 7/17/12 NNMC-19 2 FCA_PAINT

B2G2WC
GENM-B-19 ROOM # B124 AND B126 - REPAIR TOILET 
SEAT COVER

SERVICE 7/17/12 NNMC-19 2 REPAIR

B2G5G6 PLUM - CLOGGED LAB SINK - BLDG 19, RM 3521 SERVICE 7/18/12 NNMC-19 2 PLUMBING

B2G5JK
PTNG - PATCH & PAINT - BLDG 19, BETWEEN 1500 & 
1501

SERVICE 7/18/12 NNMC-19 2 FCA_PAINT

B2G527
HVAC-Bldg. 19, Main Mechanical Room, B338. EF3A 
overcurrent fault; fan will not run. Check for blown fuse.

URGENT 7/18/12 NNMC-19 3 HVAC

B2G54M
ELEC - DARK IN ELEVATOR - FREQUENTLY USED - BLDG 
19, elevator #5

URGENT 7/18/12 NNMC-19 3 ELECTRICAL

B2G2MG GENM-B-9 ROOM # 1722 - REPAIR LOOSE DOOR SERVICE 7/17/12 NNMC-19 2 REPAIR

B2GLMP
GENM - PATCH & PAINT & REINFORCE WALL - BLDG 19, 
RM 2140, 2122, 2227

SERVICE 7/24/12 NNMC-19 2 FCA_PAINT

B2GLKD
HVAC - VERIFY OPERATION OF VALVE - BLDG 19, RM 
2619

URGENT 7/24/12 NNMC-19 3 HVAC

B2GKHJ ELEC-B-19 ROOM # 2646 - POWER OUTAGE URGENT 7/23/12 NNMC-19 3 ELECTRICAL
B2GL6P PLUM - CLOGGED TOILET - BLDG 19, RM 5207 URGENT 7/24/12 NNMC-19 3 PLUMBING

B2GTMJ
GENM-B-19 3RD FLOOR ROOM # OPPOSITE 3216 - RE-
INSTALL DOOR MAGNET.

SERVICE 7/31/12 NNMC-19 2 REPAIR

B2GTH8 GENMB-19 ROOM # 6117 - REPAIR BROKEN WINDOW SERVICE 7/31/12 NNMC-19 2 REPAIR

B2GTJ8
PTNG - PAINT WALL AND ADD FURNITURE BUMPER - 
BLDG 19, RM 4303

SERVICE 7/31/12 NNMC-19 2 FCA_PAINT

B2GTMS ELEC - OUTLET NOT WORKING - BLDG 19, RM 4578 URGENT 7/31/12 NNMC-19 3 ELECTRICAL

B2GTBF
ELEC-B-19 RM # 1012 - REPAIR BROKEN TOILET SEAT. B-
19 ELEVATOR # CLOSE TOROOM # 3549 - REPLACE 
BURNED OUT ELEVATOR LIGHTS

SERVICE 7/30/12 NNMC-19 2 ELECTRICAL

B2GSXB
HVAC-B-19 ROOM # 1201 AND 2619 - PHARMACY 
DEPARTMENT - HOT TEMPERATURE

URGENT 7/30/12 NNMC-19 3 HVAC

B2GY4T PLUM-TOILET LEAKING URGENT 8/3/12 NNMC-19 3 PLUMBING
B2GXSV Locks- GME URGENT 8/2/12 NNMC-19 3 LOCKS

B2GXZD
PLUM-B-19 ROOM # BASEMENT RADIATION ONCOLOGY 
CLINIC - CLOGGED

URGENT 8/3/12 NNMC-19 3 PLUMBING

B2H4RD PLUM-B-19 ROOM #4006 - FAUCET LEAK SERVICE 8/6/12 NNMC-19 2 PLUMBING

B2H6RN
ELEC - AUTO DOORS MALFUNCTIONING - BLDG 19, 
MAIN ENTRANCE

URGENT 8/9/12 NNMC-19 3 ELECTRICAL

B2H7J6
PLUM - INSTALL PLASTER TRAP UNDERNEATH SINK - 
BLDG 19, RM 1501

SERVICE 8/10/12 NNMC-19 2 PLUMBING

B2H7K6 PTNG - PAINT RIGHT SIDE OF OFFICE - BLDG 19, RM 3324 SERVICE 8/10/12 NNMC-19 2 FCA_PAINT

B2HCGM HVAC-Replace filters in B337plenum room, BLDG 19 SERVICE 8/13/12 NNMC-19 2 HVAC

B2HPRF
ELCON-B-19 ELEVATOR BASEMENT - KEYS DROPPED ON 
BOTTOM OF ELEVATOR

SERVICE 8/17/12 NNMC-19 2 CONVEYING

B2HPV9
HVAC-B-19 ROOM # B032 RADIOLOGY ONCOLOGY - HOT 
TEMPERATURE.

URGENT 8/17/12 NNMC-19 3 HVAC

B2HRP2
HVAC - TOO WARM IN PATIENT ROOMS - B-19, WHOLE 
PHYS MED & REHAB CLINIC

URGENT 8/21/12 NNMC-19 3 HVAC



J-1502000-05 Historical Service Orders FY12
DEFENSE HEALTH AGENCY

212 of 322

Work 
Order

Description Sub Work Type Location Priority Failure Class
Reported 

Date

B2HRRF
EMSS - HIGH TEMP ALERT - PHYS THERAPY - B-19, R-
1085

URGENT 8/21/12 NNMC-19 3 ELECTRICAL

B2HVC6
GENM-B-19 ROOM # SEVERAL ROOMS - SPOT PATCH 
AND PAINT

SERVICE 8/22/12 NNMC-19 3 REPAIR

B2HV7L LOCKS-B-19 ROOM # 2157 - REPAIR BROKEN LOCK URGENT 8/22/12 NNMC-19 3 LOCKS

B2HTYD
HVAC - Bldg 19 Internal Air Pressurization - BLDG 19, 
WHOLE BLDG

URGENT 8/22/12 NNMC-19 3 HVAC

B2HV8T GENM - REMOVE LOCKERS FROM BLDG 19, 3415 SERVICE 8/22/12 NNMC-19 2 LABOR

B2JH7F HVAC - TOO WARM - PHARMACY, BLDG 19, RM 1201 URGENT 8/24/12 NNMC-19 3 HVAC

B2JH99 PTNG - PATCH & PAINT - BLDG 19, RM 1201 SERVICE 8/24/12 NNMC-19 2 FCA_PAINT
B2JHZ2 ELEC-NEED OUTLET INSTALLED SERVICE 8/27/12 NNMC-19 2 ELECTRICAL

B2JHZF
GENM-B-19 ROOM # 2416- REPAIR BROKEN TOILET 
SEAT.

SERVICE 8/27/12 NNMC-19 2 REPAIR

B2JHSJ PTNG - PATCH & PAINT - BLDG 19, RM 4520 SERVICE 8/27/12 NNMC-19 2 FCA_PAINT

B2JTYM
GETTING TOO WARM , TEMP HAS GONE UP IN THE LAST 
HOURS BY 3 DEGREES

SERVICE 9/7/12 NNMC-19 2 HVAC

B2JT6M
FIRE DOOR WON'T OPEN - SAFETY HAZARD - B19, NEXT 
TO 4006

URGENT 9/7/12 NNMC-19 3 REPAIR

B2JVJZ NEGATIVE PRESSURE ROOM - BLDG 19, RMS 3510, 3545 URGENT 9/11/12 NNMC-19 3 ELECTRICAL

B2JT7C
B19, RM1086 - HILL-ROM NURSE CALL BEEPING IN 
ROOM WHEN ROOM IS EMPTY

SERVICE 9/7/12 NNMC-19 2 ELECTRICAL

B2JV4X LIGHTS OUT IN OFFICE URGENT 9/8/12 NNMC-19 3 ELECTRICAL
B2JX7S PTNG - PAINT SMALL AREA - BLDG 19, WILLIAM III SERVICE 9/14/12 NNMC-19 2 FCA_PAINT
B2JX8S GENM/PLUM-DOOR LATCH/PUMPS SERVICE 8/28/12 NNMC-19 2 PLUMBING
B2JYDK COLD CALL, B-19, RM 6139 SERVICE 9/18/12 NNMC-19 2 HVAC
B2JY67 TUBE SYS NOT WORKING - BLDG 19, RM 1205 URGENT 9/18/12 NNMC-19 3 HVAC
B2JYKJ GENM-Door missing screws, B-19, RM-4201 SERVICE 9/19/12 NNMC-19 2 REPAIR
B2K2VP ELEC-FLUORESCENT LIGHT, B-19, RM-4576 SERVICE 9/25/12 NNMC-19 2 ELECTRICAL
B2K2DJ PTNG - PATCH & PAINT - BLDG 19, RMS 6051, 6206 SERVICE 9/24/12 NNMC-19 2 FCA_PAINT
B2K2WS COLD CALL - BLDG 19, RM 4628 SERVICE 9/25/12 NNMC-19 2 HVAC
B2K4FB PLUM- CLOGGED TOILET, B-19, RM-5109 URGENT 9/27/12 NNMC-19 3 PLUMBING
B2K4M8 ICE MACHINE LEAKING SERVICE 9/26/12 NNMC-19 2 PLUMBING
B2K5VY PTNG - PATCH & PAINT - BLDG 19, RM 4333 SERVICE 10/2/12 NNMC-19 2 FCA_PAINT

B2K5W3
PLUM - WATER COMING OUT CLOUDY - BLDG 19 
PHARMACY

URGENT 10/2/12 NNMC-19 3

B2K6M9 LIGHT, B-19, RM-4576 SERVICE 10/3/12 NNMC-19 2 ELECTRICAL
B2K5DP PLUM - CLOGGED TOILET - BLDG 19, RM 2725 SERVICE 10/2/12 NNMC-19 2 PLUMBING
B2KHVS COLD CALL- B-19, RM-2619 SERVICE 10/10/12 NNMC-19 2 HVAC
B2KHC5 COLD CALL BLDG 19 3RD FLOOR URGENT 10/9/12 NNMC-19 1

B2KHZ7
PATCH AND PAINT, B-19, Hallway across from RM-2820 
Internal Medicine

SERVICE 10/10/12 NNMC-19 2 FCA_PAINT

B2KLXB TOILET SEAT, B-19, RM-4376 SERVICE 10/15/12 NNMC-19 2 PLUMBING
B2KZV7 SUMP PUMP ALARM - BLDG 19, RM B-034 URGENT 10/19/12 NNMC-19 3 ELECTRICAL
B2L2PS PTNG - PATCH & PAINT - BLDG 19, RM 4154 SERVICE 10/19/12 NNMC-19 2 FCA_PAINT
B2KXSF HOT CALL - NO VENTILATION - BLDG 19, RM 3314 URGENT 10/18/12 NNMC-19 3 HVAC

B2NGWP REPAIR RETURN FAN MOTOR - BLDG 2 - MER 4014 SERVICE 12/7/12 NNMC-2 2 HVAC

B2N7VN Lights, B-2, Main Street Cafe SERVICE 12/4/12 NNMC-2 2 ELECTRICAL
B2NJJ7 Lights, B-2, RM-1403 Vision Exellence SERVICE 12/12/12 NNMC-2 2 ELECTRICAL
B2LVCG TOILET CLOGGED & OVERFLOWING B-2 RM-3228 URGENT 11/2/12 NNMC-2 1 PLUMBING
B2MT57 Ceiling Leak, B-2, Main Street Cafe URGENT 11/27/12 NNMC-2 3 PLUMBING
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B2NSZL
DOOR ARM IS NOT WORKING, PATCH HOLE B-2 RM-
1425 SUBWAY

SERVICE 12/28/12 NNMC-2 1 STRUCTURAL

B2LX6K COLD CALL B-2 NAVY CREDIT UNION URGENT 11/5/12 NNMC-2 1 HVAC
B2N2WP Hot Call, B-2, RM-3312 Dental Readness 3rd floor SERVICE 11/29/12 NNMC-2 2 HVAC
B2N7ZH Hot Call, B-2, RM-3312 SERVICE 12/4/12 NNMC-2 2 HVAC
B2N847 HOT CALL - CREDIT UNION - BLDG 2 SERVICE 12/4/12 NNMC-2 2 HVAC
B2N7VR Hot Call, B-2, Subway URGENT 12/4/12 NNMC-2 3 HVAC
B2NHTK Cold Call, B-2, Navy Federal Credit Union URGENT 12/11/12 NNMC-2 3 HVAC
B2NLZF Cold Call, B-2, RM-1403 SERVICE 12/17/12 NNMC-2 2 HVAC
B2NNJ2 COLD CALL - NFCU - BLDG 2 SERVICE 12/18/12 NNMC-2 2 HVAC
B2NLRH Hot Call, B-2, Memorial Auditorium URGENT 12/17/12 NNMC-2 2 HVAC

B2NNWT AC BLOWING WARM AIR B-2 RM-3265 URGENT 12/19/12 NNMC-2 1 HVAC

B2NS8Z Cold Call, B-2, Mail Room URGENT 12/26/12 NNMC-2 3 HVAC

B2NTJ8 COLD CALL B-2 RM-DENTAL READINESS CLINIC 2319 URGENT 12/28/12 NNMC-2 1 HVAC

B26GL5 HVAC - TOO HOT - BLDG 2, RM 2415 URGENT 1/9/12 NNMC-2 2 HVAC
B2792Z Investigate/Repair leaking radiator URGENT 1/13/12 NNMC-2 2 HVAC
B28K75 PLUM - Toilets Clogged URGENT 2/14/12 NNMC-2 2 PLUMBING
B28LZZ HVAC-TOO HOT - BLDG 2, RM 3274 URGENT 2/18/12 NNMC-2 2 HVAC
B28R8D ELEC- REPAIR/REPLACE POWER OUTLET SERVICE 2/23/12 NNMC-2 1 ELECTRICAL
B29CY8 PLUM-CLOGGED TOILET URGENT 3/1/12 NNMC-2 2 PLUMBING
B29D58 ELCON - ELEVATOR DOWN - BLDG 2, ELEVATOR 6B URGENT 3/1/12 NNMC-2 2 REPAIR
B29KGR Investigate/Repair leaking radiator URGENT 3/5/12 NNMC-2 2 HVAC
B29KGV PLUM - Urinal Will Not Flush URGENT 3/5/12 NNMC-2 2 PLUMBING
B29VD3 ELEC-REPAIR/REPLACE PANIC HARDWARE SERVICE 3/14/12 NNMC-2 1 ELECTRICAL
B29ZDT PLUM-OVERFLOWING URINAL URGENT 3/19/12 NNMC-2 2 PLUMBING
B2B6DX BKLG-REPLACE BURNED OUT LIGHTS URGENT 3/26/12 NNMC-2 1 ELECTRICAL
B2B7YW PLUM-REPAIR SINK LEAK SERVICE 3/29/12 NNMC-2 1 PLUMBING
B2BDDK PTNG-PAINT ROOM SERVICE 4/4/12 NNMC-2 1 FCA_PAINT
B2BD5W GENM-REPAIR DOOR SERVICE 4/4/12 NNMC-2 1 REPAIR

B2BHW4
PLUM - NO HOT WATER - BLDG 2, across from RM 
#3268D

URGENT 4/10/12 NNMC-2 2 PLUMBING

B2BPCC PLUM-REPAIR SINK B-2 ROOM # 2602 URGENT 4/25/12 NNMC-2 2 PLUMBING
B2BPKF ELEC-EMCOR ELECTRICIAN ASSISTANCE SERVICE 4/25/12 NNMC-2 1 ELECTRICAL

B2BSV3 ELEC-RESTORE LIGHTS TO MEMORIAL AUDITORIUM URGENT 4/27/12 NNMC-2 2 ELECTRICAL

B2BSS8 HVAC-SHUT DOWN HVAC SYSTEM SERVICE 4/27/12 NNMC-2 1 HVAC
B2BT8Z BKLG-REPLACE BURNED OUT LIGHTS SERVICE 4/30/12 NNMC-2 1 ELECTRICAL
B2BTHS PLUM-URINAL LEAKING URGENT 4/30/12 NNMC-2 2 PLUMBING
B2BVL6 GENM-REPAIR FRONT DOOR JAMMED URGENT 5/2/12 NNMC-2 2 REPAIR

B2BZ2G
PLUM-B-2 ROOM # 1ST FLOOR WOMENS BATHROOM 
INFRON OF POST OFFICE. ACTIVE LEAK FROM CEILING.

URGENT 5/8/12 NNMC-2 2 PLUMBING

B2C7GR
PLUM - BROKEN FAUCET SPOUT - BLDG 2, MAINSTREET 
CAFE

URGENT 5/15/12 NNMC-2 3 PLUMBING

B2C7H6 PLUM - CLOGGED TOILET & SINK - BLDG 2, RM 1669 SERVICE 5/15/12 NNMC-2 2 PLUMBING
B2C84L PLUM-B-2 ROOM # 1444 - REPAIR CEILING LEAK. URGENT 5/16/12 NNMC-2 3 PLUMBING
B2CBXT LOCK - BROKEN LOCK - BLDG 2, RM 1434 SERVICE 5/18/12 NNMC-2 2 LOCKS
B2CF47 LOCK - DOOR WON'T CLOSE - BLDG 2, RM 1432 SERVICE 5/22/12 NNMC-2 2 LOCKS

B2CJZV
Dental Readiness Clinic, Bldg. 2, Rm. 2406, Sink had a 
hole in the pipe.

URGENT 5/29/12 NNMC-2 3 REPAIR

B2CJXR GENM-Repair door; will not open. Bldg. 2, 3222. SERVICE 5/29/12 NNMC-2 2 REPAIR



J-1502000-05 Historical Service Orders FY12
DEFENSE HEALTH AGENCY

214 of 322

Work 
Order

Description Sub Work Type Location Priority Failure Class
Reported 

Date

B2CJZX
HVAC - PRESSURE GUAGE NOT WORKING - BLDG 2, RM 
3492

URGENT 5/29/12 NNMC-2 3 HVAC

B2CLNV ELEC - REPLACE FLUORECENT BULBS - BLDG 2, RM 2152 SERVICE 6/1/12 NNMC-2 2 ELECTRICAL

B2FTTW B-2 ROOM # 3270 - PATCH AND PAINT WALL. SERVICE 7/9/12 NNMC-2 2 REPAIR

B2FN2R
HVAC/PLUM - CLEAN UP AND INVESTIGATE SOURCE OF 
WATER - BLDG 2, RM B-05

SERVICE 7/5/12 NNMC-2 2 PLUMBING

B2GJJK
BKLG-Bldg. 2, passageway near Rm. 2664. Change out 
lightbulbs.

SERVICE 7/19/12 NNMC-2 2 REPAIR

B2GMY2 HVAC - ROOM TOO COLD - BLDG 2, RM 3268D SERVICE 7/26/12 NNMC-2 2 HVAC

B2GMSY
PLUM-Bldg. 7, Rm. 2124. Ceiling leak. Please fix leak and 
replace ceiling tiles.

SERVICE 7/26/12 NNMC-2 2 PLUMBING

B2H58S BKCT-REPLACE CEILING TILES SERVICE 8/6/12 NNMC-2 2 REPAIR
B2H4T2 PLUM- TOILET WILL NOT STOP FLUSHING URGENT 8/6/12 NNMC-2 1 PLUMBING

B2H6HP
HVAC - TOO HOT - DENTAL SUPPLY ROOM - BLDG 2, RM 
2400

URGENT 8/9/12 NNMC-2 3 HVAC

B2H6K5
HVAC - TOO HOT - REFRIGERATOR LEVELS SPIKING - 
BLDG-2, SUBWAY/DUNKIN DONUTS

URGENT 8/9/12 NNMC-2 3 HVAC

B2H66X GENM-B-2 ROOM # 3274 - REPAIR DOOR KNOB SERVICE 8/8/12 NNMC-2 REPAIR

B2H544
PLUM-B-2 1ST FLOOR MENS BATHROOM - REPAIR 
TOILET LEAK

URGENT 8/6/12 NNMC-2 3 PLUMBING

B2H548
GENM-B-5 ROOM # 3038 - REPATCH CARPET TO THE 
FLOOR.

SERVICE 8/6/12 NNMC-2 2 REPAIR

B2JPG3 GENM- SLIDING DOOR JUMPS OFF TRACK SERVICE 9/4/12 NNMC-2 2 REPAIR

B2JW4J
PLUM - NO WATER COMING FROM HOT OR COLD 
FAUCET - BLDG 2, MAIN STREET CAFE

URGENT 9/12/12 NNMC-2 3 PLUMBING

B2JVZR
PLUM - CLOGGED DRAIN - SLIP HAZARD - BLDG 2, 
MAINSTREET CAFE

URGENT 9/12/12 NNMC-2 3 PLUMBING

B2JXVM ELEC- LIGHTS OUT ABOVE SEAT SERVICE 9/17/12 NNMC-2 2 ELECTRICAL
B2K289 HOT CALL - BLDG 2, RM 2152 URGENT 9/24/12 NNMC-2 3 HVAC
B2JZG7 PEST - MICE - BLDG 2, RM 2662 SERVICE 9/20/12 NNMC-2 2 PEST CONTROL
B2K6R8 HOT CALL-DATA ROOM TOO HOT SERVICE 9/29/12 NNMC-2 2 HVAC

B2LZG9
COLD CALL - MEMORIAL AUDITORIUM - BLDG 2, 3RD 
FLOOR

URGENT 11/6/12 NNMC-2 3 HVAC

B2LZJX URINAL STOPPED UP B-2 RESTROOM NEAR POST OFFICE SERVICE 11/6/12 NNMC-2 1 PLUMBING

B26JCV PLUM - Toilet Clogged URGENT 1/11/12 NNMC-2 2 PLUMBING
B27PRH PLUM - Toilet Clogged URGENT 1/31/12 NNMC-2 2 PLUMBING
B27X33 HVAC - Verified Correct Operation URGENT 2/2/12 NNMC-2 2 HVAC
B288NV ELEC - EMCOR SUPPORT - BASEMENT OF BLDG 2 SERVICE 2/10/12 NNMC-2 1 LABOR
B288LF GENM- COUNTER TOP REPLACEMENT SERVICE 2/10/12 NNMC-2 1 FCA_OTHER
B288LK GENM- MAGNETIC HOLDER FOR FIRE DOOR SERVICE 2/10/12 NNMC-2 1 LABOR
B288LX SFHP- HINGE FOR CABINET SERVICE 2/10/12 NNMC-2 1 LABOR
B28L8L PLUM - Investigate/Replar Toilets URGENT 2/15/12 NNMC-2 2 PLUMBING
B28SHK PLUM - Repair/Replace Faucet URGENT 2/24/12 NNMC-2 2 REPAIR
B29V95 HVAC - NO AIR FLOW - BLDG 2, MAINSTREET CAFE URGENT 3/14/12 NNMC-2 2 HVAC
B29V9K BKLG-REPLACE LIGHTS URGENT 3/14/12 NNMC-2 2 ELECTRICAL

B29NSK
BKCT - REPLACE CEILING TILES - BLDG 2, REAR OF 
KITCHEN

SERVICE 3/8/12 NNMC-2 1 LABOR

B29VWR GENM - TOILET SEAT - BLDG 2, ACROSS FROM 3268 SERVICE 3/15/12 NNMC-2 1 REPAIR
B2BD2T GENM - NEW DOOR - BLDG 2, RM 1448 SERVICE 4/4/12 NNMC-2 1 LABOR
B2BL9J HVAC-ADJUST TEMPERATURE URGENT 4/17/12 NNMC-2 2 HVAC
B2BLWD BKLG-REPLACE BURNED OUT LIGHTS SERVICE 4/18/12 NNMC-2 1 ELECTRICAL
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B2BPVZ BKCT - CHANGE CEILING TILE - BLDG 2, MAIN DINING SERVICE 4/26/12 NNMC-2 1 LABOR

B2C5X7 BKLG - REPLACE LIGHT BULBS - BLDG 2, RM 3263 SERVICE 5/11/12 NNMC-2 1 ELECTRICAL

B2C5J4
GENM-B-2 ROOM # 2ND FLOOR MEMORIAL 
AUDITORIUM, REPAIR AUDITORIUM CHAIR.

SERVICE 5/10/12 NNMC-2 1 REPAIR

B2C5L5 HVAC - CHILL WATER NOT FLOWING PROPERLY - URGENT 5/10/12 NNMC-2 2 HVAC

B2C9FT
HVAC - REPAIR LEAKING STEAM FITTING - BLDG 2, RM 
4014

URGENT 5/17/12 NNMC-2 3 HVAC

B2CK4W Dental Readiness Clinic, Bldg. 2, Rm. 2406, Sink has a URGENT 5/29/12 NNMC-2 3 REPAIR

B2CK4G
Dental Readiness Clinic, Bldg. 2, Rm. 2406, problem with 
door lock

URGENT 5/29/12 NNMC-2 3 REPAIR

B2CTG8
HVAC - TOO HOT IN FOOD AREA - BLDG 2, 
SUBWAY/DUNKIN DONUTS

URGENT 6/13/12 NNMC-2 3 HVAC

B2CXKF
PLUM - LEAK IN URINAL #5 (LEFT) - BLDG 2, ACROSS 
FROM PO

SERVICE 6/19/12 NNMC-2 2 PLUMBING

B2CX5C
HVAC-B-2 ROOM # 1ST FLOOR MAIN STREET CAFETERIA - 
NO AIR FLOW.

URGENT 6/19/12 NNMC-2 HVAC

B2CX93
HVAC-Bldg. 2, Rm. 2152. NEED SPOT COOLERS PLACED 
IN HOT CLOSET (4).

SERVICE 6/19/12 NNMC-2 2 HVAC

B2D593 ELEC - LIGHT OUT - BLDG 2, MAIN STREET CAFE SERVICE 6/26/12 NNMC-2 2 ELECTRICAL
B2DZLJ PLUM-CLOGGED URINALS URGENT 6/28/12 NNMC-2 3 PLUMBING

B2FV68
PLUM - HANDICAP TOILET OUT OF ORDER - BLDG 2, 
Across from Post Office,

URGENT 7/10/12 NNMC-2 3 PLUMBING

B2FTJ4
HVAC-B-2 ROOM # 2309 - NO AIR COMING OUT FROM 
THE VENT.

URGENT 7/9/12 NNMC-2 3 HVAC

B2FVF5
HVAC-B-2 INSIDE THE SUBWAY AND DUNKIN DONUTS 
AREA. - EXTREMELY HOT TEMPERATURE.

URGENT 7/10/12 NNMC-2 3 HVAC

B2FV6M
ELEC- B-2  ADJACENT TO MEMORIAL AUDITORIUM - 
HOSPITAL.MAINTENANCE AND REPAIRS

URGENT 7/10/12 NNMC-2 3 ELECTRICAL

B2GK4N GENM - MISSING OUTLET COVER - BLDG 2, RM 1450A SERVICE 7/20/12 NNMC-2 1 LABOR

B2GK6M
B-2 ROOM # MAIN STREET CAFE, NEAR THE WEDGE 
STATION. - CEILING LEAK

URGENT 7/20/12 NNMC-2 3 PLUMBING

B2GN62
HVAC - NO AC - VERY HOT - DENTAL READINESS - BLDG 
2, RM 2309, WHOLE CLINIC

URGENT 7/27/12 NNMC-2 3 HVAC

B2H5S7 GENM-Open Grease Traps for Bldgs 2, 26, and 62 URGENT 8/7/12 NNMC-2 3 LABOR

B2H5WW PLUM - STEAM LEAK - BLDG 2, RM 215 URGENT 8/7/12 NNMC-2 3 PLUMBING

B2HP74 HVAC - TOO COLD - BLDG 2, RM 3268D SERVICE 8/16/12 NNMC-2 2 HVAC

B2J6GJ ELEC/GENM - RESTORE LIGHTS AND RPR SEATS IN MEM SERVICE 8/23/12 NNMC-2 2 REPAIR

B2JPVZ
PLUM-B-2 ROOM # 3228 - NO WATER PRESSURE ON 
TOILET.

URGENT 9/5/12 NNMC-2 PLUMBING

B2K25H DRAIN IS BACKING UP WATER EVRYWHERE URGENT 9/20/12 NNMC-2 3 PLUMBING

B2KBHT BROKEN SEAT - BLDG 2, Memorial Auditorium, seat #103 SERVICE 10/4/12 NNMC-2 2 REPAIR

B2KBRL
SPEAKERS NOT WORKING BLDG 2 MEMORIAL 
AUDITORIUM

SERVICE 10/5/12 NNMC-2 1

B2KJWM Mens restroom, Urinal will not flush, B-2 ¿ 1411 ¿ (6th) SERVICE 10/12/12 NNMC-2 2 PLUMBING

B2LKJJ
REPLACE WORN DOOR CLOSURE AND PANIC 
HARDWARE B-2 RM-3222

SERVICE 10/24/12 NNMC-2 1
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B2LXFM Door, B-2, RM-2423 SERVICE 11/5/12 NNMC-2 2 REPAIR
B2LTN3 Door, B-2, Door # 2331 SERVICE 11/1/12 NNMC-2 2 REPAIR
B2MRPT Hot Call, B-8 Memorial Auditorium URGENT 11/21/12 NNMC-2 3 HVAC

B2MRWK Hood, B-2, Main street cafe Mech room URGENT 11/21/12 NNMC-2 3 HVAC

B2N5B5 TOILET CLOGGED B-2 3RD FLOOR RM-3228 URGENT 11/30/12 NNMC-2 1 PLUMBING

B2N5FB
TOILET CLOGGED B-2 HALLWAY LADIES RESTROOM 
#2303

URGENT 11/30/12 NNMC-2 1 PLUMBING

B2N5DX
COLD CALL - BLDG 2, RM 2319,PRIMARY CARE DENTAL 
DEPT

URGENT 11/30/12 NNMC-2 3 HVAC

B2N999 Handyman- MOUNT 22 CAMERA HIOLDERS SERVICE 11/30/12 NNMC-2 2 LABOR
B2NJ3X Hood, B-2, Main Street Cafe SERVICE 12/11/12 NNMC-2 2 HVAC
B2NP6D Self Help, Move Cubicle, B-2, RM-2660 SERVICE 12/19/12 NNMC-2 2 LABOR
B2NRK3 Toilet, B-2, RM-1202 Main Street Cafe URGENT 12/21/12 NNMC-2 3 PLUMBING
B2NRST LEAK AT POT SINK - BLDG 2, MAINSTREET CAFE URGENT 12/21/12 NNMC-2 3 PLUMBING
B2NSVD LEAK B-2 RM-B22 URGENT 12/28/12 NNMC-2 1 PLUMBING
B2NS7H Locks- EEO SERVICE 12/26/12 NNMC-2 4 LOCKS
B2653D HVAC - TOO HOT IN ROOM - BLDG 2, RM B22 SERVICE 1/5/12 NNMC-2 1 HVAC
B26H47 BKLG - REPLACE LIGHTS - BLDG 2, RM 1427 SERVICE 1/10/12 NNMC-2 1 ELECTRICAL
B27FXL RPR LIGHTS MEMORIAL AUDITIORIUM URGENT 1/20/12 NNMC-2 2 ELECTRICAL
B27FZR RPR COMMON BATHROOMS BLDG 2 URGENT 1/20/12 NNMC-2 2 REPAIR
B27MYV GENM- Repair/Replace Label, Latch SERVICE 1/29/12 NNMC-2 1 REPAIR
B2845Y BKCT- REPLACE CEILING TILE SERVICE 2/9/12 NNMC-2 1 STRUCTURAL
B27YFN PLUM - Sink Clogged URGENT 2/7/12 NNMC-2 2 PLUMBING
B28PJD PEST- INVESTIGATE COCKROACHES URGENT 2/22/12 NNMC-2 2 PEST CONTROL
B28NW9 PLUM - Sink/Urinal Clogged URGENT 2/21/12 NNMC-2 2 PLUMBING
B293CS GENM-REPAIR/REPLACE DOOR SERVICE 2/27/12 NNMC-2 1 REPAIR

B29MW4
BKLG - LIGHTS OUT - BLDG 2 STAIRWELL TO  BASEMENT 
NEAR SECURITY OFFICE

SERVICE 3/7/12 NNMC-2 1 ELECTRICAL

B2B4P2 BKLG-REPLACE BUSTED LIGHTS SERVICE 3/22/12 NNMC-2 2 ELECTRICAL
B2BBK2 BKLG - LIGHT OUT - BLDG 2 CORRIDOR SERVICE 4/3/12 NNMC-2 1 ELECTRICAL
B2BBS9 PLUM - BROKEN TOILET - BLDG 2, RM 3312 URGENT 4/3/12 NNMC-2 2 PLUMBING
B2BBWK LOCK- CHANGE COMBO SERVICE 4/3/12 NNMC-2 3 STRUCTURAL
B2BBDJ HVAC-HOT TEMPERATURE URGENT 4/2/12 NNMC-2 2 HVAC
B2BJDG PLUM - BATHROOM SINK - BLDG 2, RM 3268 SERVICE 4/11/12 NNMC-2 1 PLUMBING
B2BV34 GENM-REPAIR PANIC HARDWARE SERVICE 5/1/12 NNMC-2 1 REPAIR
B2BXHY BKLG - LIGHTS OUT - BLDG 2, RM 1427 SERVICE 5/4/12 NNMC-2 1 ELECTRICAL
B2BXL3 BKLG - LIGHTS OUT - BLDG 2, MAIN CAFE SERVICE 5/4/12 NNMC-2 1 ELECTRICAL
B2BY7L GENM - chairs broken #110 & 106. SERVICE 5/7/12 NNMC-2 1 REPAIR

B2C772 HVAC - NO VENTILATION - BLDG 2, MAINSTREET CAFE URGENT 5/15/12 NNMC-2 3 HVAC

B2CGFD
PLUM - CHANGE WATER FILTERS - BLDG 2, RMS 1167, 
1409, 2302, and 4011A

SERVICE 5/24/12 NNMC-2 2 PLUMBING

B2CL7M
GENM-B-2 ROOM # 2ND FLOOR MEMORIAL 
AUDITORIUM, REPAIR AUDITORIUM CHAIRS.

SERVICE 5/31/12 NNMC-2 1 REPAIR

B2CL8X
HVAC - TOO HOT IN MEMORIAL AUDITORIUM - BLDG 2, 
3RD FLOOR

URGENT 5/31/12 NNMC-2 3 HVAC

B2CVJF
PLUM-B-2 ROOM # 1ST FLOOR SUBWAY AND DUNKIN 
DONUTS - REPAIR FAUCET LEAK

URGENT 6/14/12 NNMC-2 3 PLUMBING

B2CXTF ELEC - OUTLETS NOT WORKING - BLDG 2, SERVICE 6/20/12 NNMC-2 2 ELECTRICAL
B2D9LY LOCK-KEY BROKEN IN LOCK. SERVICE 6/27/12 NNMC-2 4 LOCKS

B2FM9H
HVAC-B-2 ROOM # 2309 - NO AIR COMING OUT FROM 
THE VENT.

URGENT 7/3/12 NNMC-2 3 HVAC
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B2FWNL
PLUM - CLOGGED FLOOR SINK - BLDG 2, RM 1411 
(ACROSS FROM POST OFFICE)

SERVICE 7/12/12 NNMC-2 2 PLUMBING

B2G5CB PLUM - SINK OUT OF ORDER - BLDG 2, RM 3225 SERVICE 7/18/12 NNMC-2 2 PLUMBING

B2GLKC
ELEC-Bldg. 2, stand in front of post office. Outlet behind 
stand is not working.

SERVICE 7/24/12 NNMC-2 2 ELECTRICAL

B2GTMN
HVAC-B-2 ROOM # SUBWAY RESTAURANT - HOT 
TEMPERATURE.

URGENT 7/31/12 NNMC-2 3 HVAC

B2GSXK
HVAC-B-2 ROOM # 3274 AND 3270 - HOT 
TEMPERATURE

URGENT 7/30/12 NNMC-2 3 HVAC

B2GSY7
HVAC - NO AC - VERY HOT - DENTAL READINESS - BLDG 
2, RM 2309, WHOLE CLINIC

URGENT 7/30/12 NNMC-2 3 HVAC

B2H7TM
REMOVE WATER FROM ELEV 6B PIT - BASEMENT OF 
BUILDING 2 NEAR MER B-22

SERVICE 8/10/12 NNMC-2 2 PLUMBING

B2HV5N PLUM - CLOGGED MOP SINK/ SLOW DRAIN SERVICE 8/22/12 NNMC-2 2 PLUMBING

B2JV2D HOT TEMPERTURE IN MAIN COMMUNICATION ROOM SERVICE 9/7/12 NNMC-2 2 HVAC

B2JVMD
MAIN STREET CAFE HAS A CLOGGED SHOWER DRAIN, 
UNDER SODA MACHINE

SERVICE 9/10/12 NNMC-2 2 PLUMBING

B2JYCJ REATTACH COUNTER TOP  - BLDG 2, RM 2339 SERVICE 9/18/12 NNMC-2 2 LABOR
B2K4B8 PLUM - 2 CLOGGED URINALS - BLDG 2, RM 1412 SERVICE 9/26/12 NNMC-2 2 PLUMBING
B2K49N NO VENTILATION - BLDG 2, RM 1412 SERVICE 9/26/12 NNMC-2 2 HVAC
B2KHFG REATTACH DIFFUSER BLDG 2 RM 1416 URGENT 10/9/12 NNMC-2 1
B2KHFH HOT CALL BLDG 17 SECURITY BASEMENT URGENT 10/9/12 NNMC-2 1

B2L9HF PTNG - PAINT PASSAGEWAYS - BLDG 2, ALL HALLWAYS SERVICE 10/22/12 NNMC-2 2 FCA_PAINT

B2L2S6 BROKEN LOCK - CAN'T LOCK DOOR - BLDG 2, RM 1402D SERVICE 10/19/12 NNMC-2 2 LOCKS

B2NJZB NO POWER B-3 RM-3053 URGENT 12/13/12 NNMC-3 1 ELECTRICAL

B2NNKP DOORS NOT WORKING PAVILION BETWEEN BLDG 5 & 3 SERVICE 12/18/12 NNMC-3 1 FCA_STRU

B2M56H COLD CALL B-3 RM-3050 SERVICE 11/15/12 NNMC-3 1 HVAC

B2MR3B COLD CALL B-3 RM-WHOLE 3RD FLOOR & 4TH FLOOR URGENT 11/20/12 NNMC-3 1 HVAC

B2NS62
POWER CABLE TO OUTLET ON CUBICLE IS 
DISCONNECTED. EXPOSED WIRES B-3 RM-3053

URGENT 12/26/12 NNMC-3 1 ELECTRICAL

B29B98 LOCK- 072 PATIENT ADMINSTRATION SERVICE 2/29/12 NNMC-3 1 STRUCTURAL
B2B2RH GENM-REPAIR/REPLACE DOOR URGENT 3/21/12 NNMC-3 2 REPAIR

B2FLSZ
ELEC-Bldg. 3, Hero Zone, Driveway Entrance, Pavilion 
Doors. Inbound handicap buttons do not work. Please 
address.

URGENT 7/2/12 NNMC-3 3 ELECTRICAL

B2K6BT CEILING LEAK, B-3, RM-4066 URGENT 10/3/12 NNMC-3 3 PLUMBING

B2GNDT
HVAC - replace filters in both AHU'S - BLDGS 3/5 
PENTHOUSE

SERVICE 7/27/12 NNMC-3 2 HVAC

B2H5WJ
LOCK - BROKEN CIPHER LOCK - SECURE AREA -BLDG 3, 
RM 1051

URGENT 8/7/12 NNMC-3 3 LOCKS

B2JM7D PLUM- CEILING LEAK URGENT 8/31/12 NNMC-3 3 PLUMBING

B2LT2Z
Repair / replace damaged aluminum trim cap above 
Terrazo Cove Base B-3 Rm-1043A

SERVICE 10/31/12 NNMC-3 1

B2MR84 Locks- Facilities SERVICE 11/20/12 NNMC-3 4 LOCKS

B2MVKF
No power, B-3, RM-3043 Practical Nurse course 
classroom

URGENT 11/28/12 NNMC-3 3 ELECTRICAL

B2MT7S POWER OUT TO CUBICLES B-3 RM-3053 SERVICE 11/27/12 NNMC-3 1 ELECTRICAL
B2NNLJ FLOOR THRESHOLD LOOSE B-19 RM-2030B SERVICE 12/18/12 NNMC-3 1 REPAIR



J-1502000-05 Historical Service Orders FY12
DEFENSE HEALTH AGENCY

218 of 322

Work 
Order

Description Sub Work Type Location Priority Failure Class
Reported 

Date

B28PDN ELEC-POWER OUTAGE URGENT 2/22/12 NNMC-3 2 ELECTRICAL
B2BNK7 ELEC-REPAIR EXPOSED WIRES SERVICE 4/23/12 NNMC-3 1 ELECTRICAL
B2M2JV COLD CALL B-4/2 RM-2263 & 2261 SERVICE 11/7/12 NNMC-4 1 HVAC
B2MSR7 COLD CALL B-4 RM-2257 SERVICE 11/26/12 NNMC-4 1 HVAC
B2N87F Hot Call, B-4, RM-4177 SERVICE 12/4/12 NNMC-4 2 HVAC

B2LNBR
ELEVATOR LOOSE WIRE B-4 1ST FLOOR & CRACKED & 
LOOSE TILES 4TH FLOOR

SERVICE 10/25/12 NNMC-4 1 ELECTRICAL

B29TZG LOCK - 5-PIN CIPHER LOCK - BLDG 4, RM 4173 URGENT 3/13/12 NNMC-4 2 LOCKS

B2BPS3
BKLG - LIGHTS OUT - NO ERRORS ALLOWED - BLDG 4, 
RMS 4173, 4176

URGENT 4/25/12 NNMC-4 2 ELECTRICAL

B2BRD4 HVAC - EXF 4-1 / M-10146 NOT WORKING URGENT 4/26/12 NNMC-4 2 HVAC

B2CBXB
GENM-B-4 ROOM # 208 - REPAIR/REPLACE BROKEN 
TOILET SEAT.

SERVICE 5/18/12 NNMC-4 2 REPAIR

B2CSH7 PLUM- BETWEEN B-4 AND B-6 VALVE LEAK URGENT 6/12/12 NNMC-4 3 PLUMBING

B2FN2V PLUM - UNCLOG FLOOR DRAIN - BLDGS 4/6, RM B-60 SERVICE 7/5/12 NNMC-4 2 PLUMBING

B2K6DC HOT CALL, B-4, RM-3198 SERVICE 10/3/12 NNMC-4 2 HVAC

B26J84 DOOR - PUSH BAR BROKEN - BLDG 4, STAIRWAY 1356B URGENT 1/11/12 NNMC-4 2 REPAIR

B279X4 GENM- RPR DOOR HRDWRE B4 URGENT 1/17/12 NNMC-4 2 REPAIR
B29VBK GENM-Patch and Paint Hole in Wall SERVICE 3/14/12 NNMC-4 1 REPAIR

B2BRB5 ELEC - TRACE OUT RECEPTACLES - BLDG 4/6, RM 135 SERVICE 4/26/12 NNMC-4 1 ELECTRICAL

B2CTG5 ELCON - ELEVATOR 9, BLDG 4 (ONLY ELEV) URGENT 6/13/12 NNMC-4 3 REPAIR

B2CWL5
BKLG - ABOUT 15 LIGHTS OUT - BLDG 4/6, RMS 4173, 
4176

SERVICE 6/18/12 NNMC-4 2 ELECTRICAL

B2D44M
GENM - BROKEN STAIRWELL TREADS - BLDG 4, 
STAIRWELL 1357B

SERVICE 6/22/12 NNMC-4 2 REPAIR

B2GVC4 GENM - TORN COVE BASE - BLDG 4, left of 1355 SERVICE 7/31/12 NNMC-4 2 REPAIR
B2KFGT COLD CALL - BLDG 4/6, RM 4196 SERVICE 10/9/12 NNMC-4 2 HVAC
B2LW4D DOOR LOCK BROKEN B-4 RM-4193 SERVICE 11/2/12 NNMC-4 1 LOCKS

B2M4WK PLUM - OVERFLOWING URINAL - BLDG 4, RM 4185 URGENT 11/14/12 NNMC-4 3 PLUMBING

B2NGWB
Glass Door, Between B-4 & B-9, 1st Floor West Double 
Doors North Leaf

SERVICE 12/7/12 NNMC-4 2 REPAIR

B2NH8T TOILET LEAKING MALES RESTROOM B-4 RM-4185 URGENT 12/10/12 NNMC-4 1 PLUMBING
B263M5 GENM- DOOR URGENT 1/3/12 NNMC-4 2 REPAIR
B265JK PLUM - LEAKING FAUCET - BLDG 4, RM 4185 SERVICE 1/5/12 NNMC-4 1 PLUMBING
B27HNS PLUM - Floor Sink Clogged URGENT 1/24/12 NNMC-4 2 PLUMBING

B29RP3 GENM - REPAIR GLASS DOOR - BLDG 9 & 4 CONNECTOR URGENT 3/12/12 NNMC-4 2 REPAIR

B2B4VC PEST - ANTS - BLDG 4, RM 4172 SERVICE 3/22/12 NNMC-4 1 PEST CONTROL

B2BXJ2 BKCT - MOLD ON TILES - BLDG 4, RM 4172 SERVICE 5/3/12 NNMC-4 1
ENVIRONMENTA

L

B2HRKZ
GENM-B-4 ROOM # 1356B STAIR - REPAIR PANIC 
HARDWARE

SERVICE 8/20/12 NNMC-4 2 REPAIR

B2JHCC
PLUM - LOW WATER PRESSURE - BLDG 4, ALL 4TH 
FLOOR

URGENT 8/24/12 NNMC-4 1 PLUMBING

B2JT93 Lock- Facilities SERVICE 9/7/12 NNMC-4 4 LOCKS
B2JT4Z B4, R4199 - BROKEN LOCK URGENT 9/7/12 NNMC-4 3 LOCKS
B2KH7F COLD CALL BLDG 4 RM 3198 SERVICE 10/9/12 NNMC-4 1
B2L2SL Window, B4- RM-3198 URGENT 10/19/12 NNMC-4 3 LABOR
B2KWCL RESTORE OPERATION TO PUMPS B-4 RM-B60 SERVICE 10/18/12 NNMC-4 1
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B2NTS5 POWER OUTAGE TO OUTLETS B-5 RM-101 -AH SERVICE 12/27/12 NNMC-5 1 ELECTRICAL
B2KJ6C COLD CALL BLDG 5 RM NEXT TO 4023 HALLWAY SERVICE 10/11/12 NNMC-5 1 HVAC
B2N797 Cold Call, B-5 Near RM-4023 Hallway SERVICE 12/3/12 NNMC-5 2 HVAC
B27HVD PLUM- LEAK IN CONFERENCE ROOM URGENT 1/24/12 NNMC-5 2 PLUMBING
B28K6Z HVAC- COLD TEMPERATURE URGENT 2/14/12 NNMC-5 2 HVAC
B28RKF GENM- REPAIR/REPLACE DOOR SERVICE 2/23/12 NNMC-5 1 REPAIR
B28RKK GENM- REPAIR/REPLACE DOOR SERVICE 2/23/12 NNMC-5 1 REPAIR

B293CD
GENM - DOOR HANDLE STUCK - BLDG 5, 4TH FLOOR 
LADIES RESTROOM

URGENT 2/27/12 NNMC-5 2 REPAIR

B298MJ HVAC - THERMOSTAT - BLDG 5, RM 2007 URGENT 2/28/12 NNMC-5 2 HVAC
B29KG9 HVAC - THERMOSTAT - BLDG 5, RM 1029 URGENT 3/5/12 NNMC-5 2 HVAC

B29W3B HVAC - TOO HOT IN TV STUDIO - BLDG 5, NEAR 1035 URGENT 3/15/12 NNMC-5 2 HVAC

B2B69V HVAC - Too Cold URGENT 3/26/12 NNMC-5 4 HVAC
B2B7Y5 PLUM-REPAIR CEILING LEAK URGENT 3/29/12 NNMC-5 2 PLUMBING

B2B7YB
ELCON - 2 ELEVATORS DOWN - ONLY ELEVATORS IN 
BLDG 5

URGENT 3/29/12 NNMC-5 1 REPAIR

B2BD63 HVAC-REPLACE THERMOSTAT URGENT 4/4/12 NNMC-5 2 HVAC
B2C7D3 HVAC - TOO HOT - BLDG 5, RM 3012, 3013, 3018 URGENT 5/15/12 NNMC-5 3 HVAC
B2CCLR HVAC - TOO COLD - BLDG 5, RM 2013 URGENT 5/18/12 NNMC-5 3 HVAC
B2CYXT HVAC-Bldg. 5, Rm. 3039. Room is too hot. SERVICE 6/21/12 NNMC-5 2 HVAC

B2JW29
HIGH PITCHED ALARM/WHISTLING SOUND - BLDG 5, RM 
1022

URGENT 9/12/12 NNMC-5 3 HVAC

B27LGC HVAC-THERMOSTAT BROKEN B5 SERVICE 1/27/12 NNMC-5 1 HVAC
B292YN HVAC - BROKEN THERMOSTAT - BLDG 5, RM 1028 URGENT 2/27/12 NNMC-5 2 HVAC
B29V9D HVAC - TOO HOT - BLDG 5, RM 4016 URGENT 3/14/12 NNMC-5 1 HVAC
B29NGZ HVAC-BROKEN THERMOSTAT URGENT 3/8/12 NNMC-5 2 HVAC
B29W4S GENM-SHOWER ROOM INSTALLATION SERVICE 3/15/12 NNMC-5 1 LABOR
B29XDT GENM-REPAIR/REPLACE FLOOR TILES SERVICE 3/16/12 NNMC-5 1 LABOR
B2BWBT HVAC - TOO HOT - BLDG 5, RM 1011 URGENT 5/3/12 NNMC-5 2 HVAC

B2C4ZC HVAC-B-5 ROOM # 5024 - REPAIR AC NOT WORKING URGENT 5/9/12 NNMC-5 HVAC

B2CX9L
HVAC-Bldg. 5, Rm. 1469B. HIGH TEMP IN TV STUDIO 
TOO HIGH.

URGENT 6/19/12 NNMC-5 1 HVAC

B2GMWX GENM-B-5 ROOM # 4016 - INSTALL DOOR STOPPER SERVICE 7/26/12 NNMC-5 REPAIR

B2GXNW
HVAC - HVAC PUMPING HOT AIR - BLDG 5, RM HALLWAY 
4012

SERVICE 8/2/12 NNMC-5 2 HVAC

B2HP7L HVAC - CONTINUOUS LOUD NOISE - BLDG 5, RM 4016 URGENT 8/16/12 NNMC-5 3 HVAC

B2JPWD
GENM-B-5 ROOM # 4TH FLOOR CLOSE TO ROOM # 4031 - 
REPAIR DAMAGED WALL

URGENT 9/5/12 NNMC-5

B2JPWF
GENM-B-5 ROOM # 4TH FLOOR CLOSE TO ROOM # 4031 - 
REPAIR DAMAGED WALL

SERVICE 9/5/12 NNMC-5 REPAIR

B2MTFT Molding strip, B-5, Next to RM-2015 SERVICE 11/27/12 NNMC-5 2 REPAIR
B2MT83 locks- Facilities SERVICE 11/27/12 NNMC-5 4 LOCKS
B2N4ZR ACTIVE CEILING LEAK - BLDG 5, RM 1022 URGENT 11/29/12 NNMC-5 3

B2NNSF
BKLG - REPLACE 2 FLOURECENT LIGHTS - BLDG 5, RM 
1035

SERVICE 12/18/12 NNMC-5 2 ELECTRICAL

B27BWX PLUM - Leak URGENT 1/18/12 NNMC-5 2 PLUMBING
B27FHT PLUM- LEAK URGENT 1/19/12 NNMC-5 2 PLUMBING
B29ZMS HVAC - TOO HOT - BLDG 5, RM 4016 URGENT 3/19/12 NNMC-5 2 HVAC
B2B4MN HVAC - TOO COLD - BLDG 5, RM 4016 URGENT 3/22/12 NNMC-5 2 HVAC
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B2C78L HVAC-B-5 ROOM # 2012 REPAIR AIR COMPRESSOR SERVICE 5/15/12 NNMC-5 2 HVAC
B2CY33 HVAC-B-5 ROOM # 4026 - AC UNIT LEAKING URGENT 6/20/12 NNMC-5 HVAC
B2HR98 LOCKS-B-5 ROOM # 1011 - REPAIR DOOR LOCK. URGENT 8/20/12 NNMC-5 3 LOCKS

B2JY8F
GENM - ELBOW OPENER - NEEDS TO SECURE DOOR - 
BLDG 5, 2016

URGENT 9/18/12 NNMC-5 3 REPAIR

B2JYJ4
PTNG - PATCH & PAINT - BLDG 5, RM 4027, 4028, 4031, 
4009,

SERVICE 9/19/12 NNMC-5 2 FCA_PAINT

B2JYXJ DOOR HANDLE FALLING OFF - BLDG 5, RM 1035 URGENT 9/19/12 NNMC-5 3 LOCKS
B2K4TK Locks- Visual Information URGENT 9/27/12 NNMC-5 3 LOCKS
B2KM2X Toilet SEAT BROKEN, B-5, RM-3004 SERVICE 10/15/12 NNMC-5 2 PLUMBING
B2NNRK VENT BLOWING COLD AIR - BLDG 54, A106 SERVICE 12/18/12 NNMC-54 2 HVAC
B2MRW
W

Lights, B-54, RMS-107 & A101 SERVICE 11/21/12 NNMC-54 2 ELECTRICAL

B2NTLS TOILET WILL NOT STOP FLUSHING B-54 RM-A109 URGENT 12/28/12 NNMC-54 1 PLUMBING
B2NGN3 Lights, B-54, outside RM-D218 hallway SERVICE 12/7/12 NNMC-54 2 ELECTRICAL
B2LVC3 TOILET CLOGGED B-54 RM-109 URGENT 11/2/12 NNMC-54 1 PLUMBING
B2NGW2 EMCOR OUTAGE ASSISTANCE REQUEST - BLDG 54 SERVICE 12/7/12 NNMC-54 2 ELECTRICAL
B2M2M3 COLD CALL B-54 RM-D217 SERVICE 11/8/12 NNMC-54 1 HVAC
B2LXMY COLD CALL B-54 2ND FLOOR URGENT 11/5/12 NNMC-54 1 HVAC
B2M4BV Hot Call, B-54, RM-202 SERVICE 11/13/12 NNMC-54 2 HVAC
B2M4D3 HOT CALL B-54 URGENT 11/13/12 NNMC-54 1 HVAC

B2MPKP
A/C INOP TO SERVER  FOR COMMAND POST B-54 RM-
136

URGENT 11/19/12 NNMC-54 1 HVAC

B28PZM
BKCT - STAINED CEILING TILE - BLDG 54, HOSPITAL 
COMMAND CENTER

SERVICE 2/22/12 NNMC-54 1 LABOR

B29CWX HVAC-FREON REMOVAL SERVICE 3/1/12 NNMC-54 1 HVAC
B29Z8L ELEC - DIMMER SWITCH - BLDG 54, RM B135 URGENT 3/19/12 NNMC-54 2 ELECTRICAL

B29ZRJ ELEC - COAXIAL CABLE - BLDG 54 BASEMENT TO ROOF SERVICE 3/20/12 NNMC-54 1 ELECTRICAL

B2BD47 PLUM/HVAC-CLOGGEDTOILET/HOT TEMP URGENT 4/4/12 NNMC-54 2 PLUMBING
B2BM6P GENM-REPAIR OVERHEAD DOOR #6 SERVICE 4/19/12 NNMC-54 1 REPAIR

B2BVC2
ELEC - SEVERAL FLURECENT LIGHTS OUT - BLDG 54, RM 
D-218

SERVICE 5/2/12 NNMC-54 1 ELECTRICAL

B2BVJD
BKLG-REPLACE BURNED OUT LIGHTS B-54 2ND FLOOR 
LOGISTICS ( CUBICLES)

URGENT 5/2/12 NNMC-54 2 ELECTRICAL

B2C7CP
PLUM - CLOGGED TOILET - BLDG 54, 2ND FLOOR LADIES 
ROOM

URGENT 5/15/12 NNMC-54 3 PLUMBING

B2CFYC LOCK - BROKEN LOCK - CIPHER LOCK - BLDG 54, RM A108 SERVICE 5/24/12 NNMC-54 2 LOCKS

B2CS73
PLUM - CLOGGED TOILET - BLDG 54, MAIN LEVEL LADIES 
RESTROOM

SERVICE 6/11/12 NNMC-54 2 PLUMBING

B2CSNP ELCON-B-54 NORTH SIDE ELEVATOR NOT WORKING. URGENT 6/12/12 NNMC-54 3 CONVEYING

B2FLSY
HVAC-B-54 ROOM # 1ST FLLOOR WAREHOUSE.- REPAIR 
AC UNIT.

URGENT 7/2/12 NNMC-54 3 HVAC

B2FMVF
B-54 ROOM # A110 - REPAIR SINK LEAKING AND RE-
INSTALL TOILET PAPER DISPENSER TO WALL.

SERVICE 7/3/12 NNMC-54 PLUMBING

B2FGT6
PLUM-Bldg. 54. Rm: A110. Men's Restroom. 1st sink is 
clogged and doesn't have water running.

URGENT 7/2/12 NNMC-54 3 PLUMBING

B2GJBC LOCK - CHANGE CYPHER CODE - BLDG 54, RM A106 SERVICE 7/19/12 NNMC-54 2 LOCKS
B2H5FM Locks- Change Combo for Cypher lock SERVICE 8/7/12 NNMC-54 4
B2JK63 plum b-54 rm-D222-toilet leak SERVICE 8/29/12 NNMC-54 2 PLUMBING
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B2JW5L
LACK OF FRESH AIR - OPEN DAMPENER - BLDG 54, RM D-
217

URGENT 9/12/12 NNMC-54 3 HVAC

B2JXHZ Handyman-Sign, B-54, RM-B137 SERVICE 9/17/12 NNMC-54 2 LABOR
B2K3VP PLUM- Faucet dripping, B-54, RM-A117 SERVICE 9/26/12 NNMC-54 2 PLUMBING
B2K794 REPLACE PIPING BLDG 54 SERVICE 10/4/12 NNMC-54 1 PLUMBING
B2K6PP COLD CALL - BLDG 54, WAREHOUSE, RM A117 SERVICE 10/3/12 NNMC-54 2 HVAC
B2KJ62 HOT CALL BLDG 54 CLOSE TO C202 SERVICE 10/11/12 NNMC-54 1
B2KPVS locks- hazardous Materials SERVICE 10/16/12 NNMC-54 4 LOCKS
B2L9CH PLUM - LEAKING TOILET  - BLDG 54, RM 222 SERVICE 10/22/12 NNMC-54 2 PLUMBING
B2LV5S Door, B-54 Door # 6loding dock SERVICE 11/1/12 NNMC-54 2 REPAIR
B263VS HVAC- TOO COLD URGENT 1/4/12 NNMC-54 2 HVAC
B263RY ELEC- NEED LIGHTS AND OUTLET B54A SERVICE 1/4/12 NNMC-54 1 ELECTRICAL
B26H4P ELEC- WALL CIRCUIT B54 SERVICE 1/10/12 NNMC-54 1 ELECTRICAL
B27B72 HVAC- HEAT  B54 URGENT 1/17/12 NNMC-54 2 HVAC
B29W2C PLUM-REPAIR/REPLACE Copper Pipe Leak SERVICE 3/15/12 NNMC-54 1 PLUMBING

B2C6MP LOCK - REPLACE DOOR HANDLES - BLDG 54, LEVEL 1 SERVICE 5/14/12 NNMC-54 1 LOCKS

B2BW5X BKLG - REPLACE LIGHTS - BLDG 54, RM A101 SERVICE 5/3/12 NNMC-54 1 ELECTRICAL

B2C6WL
GENM-B-54 ROOM # SOUTH STAIRWELL - REPAIR 
BROKEN DOOR HANDLE

SERVICE 5/14/12 NNMC-54 REPAIR

B2CFFG HVAC-B-54 ROOM # B131 - NO VENTILATION URGENT 5/23/12 NNMC-54 3 HVAC

B2CMXX
ELEC-Bldg. 54, Front Desk, 218, a few cubicles' power is 
out.

URGENT 6/5/12 NNMC-54 3 ELECTRICAL

B2CSSN
LOCK - BROKEN LOCK - EXTERNAL DOOR - BLDG 54, RM 
A117

SERVICE 6/12/12 NNMC-54 2 LOCKS

B2CX2N
ELEC-B-54 ROOM # CLOSE TO ROOM # D218 - 
REPAIR/REPLACE LIGHT FIXTURE.

SERVICE 6/19/12 NNMC-54 2 ELECTRICAL

B2CWXP
PLUM-Bldg. 54, 2nd Floor, Rm. D227. Sink clogged up in 
womens' restroom.

URGENT 6/18/12 NNMC-54 3 PLUMBING

B2CX96 ELEC - CHANGE LIGHTBULBS - BLDG 54, MAIN FLOOR SERVICE 6/19/12 NNMC-54 2 ELECTRICAL

B2FZCN
PLUM - NO HOT WATER FROM LEFT SIDE FAUCET - BLDG 
54, RM D220

SERVICE 7/16/12 NNMC-54 2 PLUMBING

B2GJYG B-54 ELEVATOR # 1 - REPAIR ELEVATOR TILES SERVICE 7/20/12 NNMC-54 2 REPAIR

B2GN2B
HANDYMEN- Need good wood pallets for a special 
project

SERVICE 7/26/12 NNMC-54 1 GROUNDS

B2HC46 ELEC - BROKEN LIGHT SWITCH - BLDG 54, RM D228 SERVICE 8/13/12 NNMC-54 2 ELECTRICAL
B2JLMK GENM-ANALOG GAUGE NOT WORKING SERVICE 8/30/12 NNMC-54 1 REPAIR

B2JLDP
PLUM - CLOGGED TOILET - BLDG 54, MENS RESTROOM - 
D222

URGENT 8/30/12 NNMC-54 3 PLUMBING

B2JPV2
PLUM - TOILET CLOGGED / LIGHT BURNED OUT L LOOSE 
RAILING

URGENT 9/5/12 NNMC-54 3 PLUMBING

B2K2H4
UNKNOWN SMELL ON 1ST FLR MAKING PEOPLE ILL. NOT 
SURE IF ITS SEWAGE OR GAS. PLEASE CHECK

URGENT 9/24/12 NNMC-54 3 HVAC

B2K2ZS DOOR KNOB HAS FALLEN OFF DOOR - BLDG 54, RM A105 SERVICE 9/25/12 NNMC-54 2 LOCKS

B2K2X8
ELEC - SAFETY ISSUE - LIVE WIRES - BLDG 54 (CAR RAMP 
ENTRY)

URGENT 9/25/12 NNMC-54 3 ELECTRICAL

B2KJRM
BROKEN LOADING DOCK DOOR - BLDG 54, DOOR 6, RM 
A101

URGENT 10/12/12 NNMC-54 3 REPAIR

B2KK3J TOILET CLOGGED BLDG 54 2ND FLOOR D222 URGENT 10/12/12 NNMC-54 1
B2LPRS HOT CALL, B-54, RM-A117 SERVICE 10/26/12 NNMC-54 2
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B2LGB4 TOILET CLOGGED B-54 RM-D227 URGENT 10/23/12 NNMC-54 1
B2LK7R HOT CALL B-54 RM-C202 ABOVE WAREHOUSE SERVICE 10/24/12 NNMC-54 1 HVAC

B2LWXW Lights, B-54, 6th floor were the elevators SERVICE 11/5/12 NNMC-54 2 ELECTRICAL

B2MP9Z Door, B-54, Bay door # 7 SERVICE 11/19/12 NNMC-54 2 REPAIR

B2MSMD Lights, B-54, RM-108 Hallway SERVICE 11/26/12 NNMC-54 2 ELECTRICAL

B2N76M
Bumper/ Bay Door , B-54, Lodging dock, Bay doors # 7, 8, 
9

SERVICE 12/3/12 NNMC-54 2

B2N8C9 Repair Doors, Bldg. 54 SERVICE 12/5/12 NNMC-54 2 REPAIR
B2N8MT LIGHT OUT IN WAREHOUSE - BLDG 54, RM B127 SERVICE 12/5/12 NNMC-54 2 ELECTRICAL
B2N8RC Door, B-54, Main door of the building SERVICE 12/5/12 NNMC-54 2 REPAIR
B2N8HB Repair Doors, Bldg. 55 SERVICE 12/5/12 NNMC-54 2 REPAIR
B2NH8P EMCOR OUTAGE REQUEST - BLDG 55 SERVICE 12/10/12 NNMC-54 2
B2NKTX BROKEN DOOR LOCK B-54 RM-D227 SERVICE 12/14/12 NNMC-54 1 LOCKS
B2649S GENM - BROKEN STALL DOOR - BLDG 54, RM A109 SERVICE 1/4/12 NNMC-54 2 REPAIR
B263DV HVAC- TOO COLD URGENT 1/3/12 NNMC-54 2 HVAC
B265BN BKCT - CEILING TILE - BLDG 54, RM D217 SERVICE 1/5/12 NNMC-54 1 LABOR

B26H4W
GENM - ROUGH SHUT - BLDG 54, SOUTH SIDE, 5TH 
FLOOR

SERVICE 1/10/12 NNMC-54 1 REPAIR

B27FPS PLUM- TOILET URGENT 1/19/12 NNMC-54 2 PLUMBING
B27HZ4 ELEC - EXPOSED WIRE URGENT 1/24/12 NNMC-54 2 ELECTRICAL
B27NR3 ELEC - CHANGE LIGHTS - BLDG 4, SIDE ENTRY SERVICE 1/30/12 NNMC-54 1 ELECTRICAL

B27NNC Investigate and Repair Steam Leak and Expose Wires URGENT 1/27/12 NNMC-54 2 PLUMBING

B2B7HG PLUM - CLOGGED TOILET - BLDG 54, RM D222 URGENT 3/28/12 NNMC-54 2 PLUMBING
B2BBTF LOCKS-OPEN TWO SAFE SERVICE 4/3/12 NNMC-54 1 LOCKS
B2BBTN HVAC-FREON REMOVAL SERVICE 4/3/12 NNMC-54 1 HVAC
B2BJ4G LOCKS-REMOVE BROKEN KEY URGENT 4/11/12 NNMC-54 2 LOCKS
B2CGCV HVAC-B-54 WHOLE BUILDING - NO AIR FLOW URGENT 5/24/12 NNMC-54 3 HVAC

B2CGCZ
PLUM-B-54 WHOLE BUILDING, ALL WATER FOUNTAINS 
IN THE BUILDING - CHECK FOR QUALITY OF WATER.

SERVICE 5/24/12 NNMC-54 2 PLUMBING

B2CLL7 ELEC- 3 FLUORECENT LIGHTS OUT SERVICE 5/31/12 NNMC-54 2 ELECTRICAL

B2CVMX
HVAC - TOO HOT - AC MALFUNCTION - BLDG 54 
WAREHOUSE, RM A101

SERVICE 6/15/12 NNMC-54 2 HVAC

B2CYFY
PLUM - REPLACE TOILET SEAT - WAREHOUSE - BLDG 54, 
RM A-111

URGENT 6/21/12 NNMC-54 3 PLUMBING

B2CY77 GENM-B-54 ROOM # A109 - REPAIR BROKEN DOOR. SERVICE 6/20/12 NNMC-54 2 REPAIR

B2CY7D
ELEC-B-19 ROOM # 6513 AND 6511 - CALL BELL 
MALFUNCTION

URGENT 6/20/12 NNMC-54 3 ELECTRICAL

B2DB4Y PLUM-CLOGGED SINK WITH BAD ODOR URGENT 6/27/12 NNMC-54 1 PLUMBING

B2D99W
GENM - DOOR MAINTENANCE - BLDG 54, LEVELS 1, 2, 3, 
5, STOREFRONT

SERVICE 6/26/12 NNMC-54 2 REPAIR

B2D9HB GENM - REPLACE EXIT SIGN FACE - BLDG 54, 6TH FLOOR SERVICE 6/26/12 NNMC-54 2 LABOR

B2G2RW
GENM-Bldg. 54, Elevator #1 and Elevator # 2 
Repair/replace tile flooring inside elevator. Presents 
significant hazard.

URGENT 7/17/12 NNMC-54 3 REPAIR

B2G595
ELEC - BATHROOM EXHAUST FAN - BLDG 54, BEHIND 
CONFERENCE ON CAT WALK

SERVICE 7/18/12 NNMC-54 2 ELECTRICAL

B2GLJM PLUM - CLOGGED TOILET - BLDG 54, RM B227 URGENT 7/24/12 NNMC-54 3 PLUMBING
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B2GY5H GENM-B-54 ROOM # A101 - REPAIR DOUBLE DOORS. SERVICE 8/3/12 NNMC-54 2 REPAIR

B2H7D6
ELEC-B-54 ROOM # B135 - INSTALL ELECTRICAL 
OUTLETS.

SERVICE 8/10/12 NNMC-54 2 ELECTRICAL

B2H79T
PLUM-B-54 ROOM # D227 - TOILET WATER WONT STOP 
RUNNING.

SERVICE 8/9/12 NNMC-54 2 PLUMBING

B2HTMW
PLUM-B-54 ROOM # OUTSIDE D225 - LOW WATER 
PRESSURE WATER FOUNTAIN, ROOM # D227 - NO HOT 
WATER IN THE BATHROOM.

SERVICE 8/21/12 NNMC-54 2 PLUMBING

B2JYX2 PLUM - TOILET OVERFLOW - BLDG 54, RM D227 URGENT 9/19/12 NNMC-54 3 PLUMBING
B2K278 HVAC-Foul odor, B-54, RM-136 SERVICE 9/24/12 NNMC-54 2 HVAC
B2K4F4 ELEC - REPAIR DAMAGED OUTLETS - SERVICE 9/27/12 NNMC-54 2 ELECTRICAL
B2K59W CLOGGED TOILET BLDG 54 RM D222 URGENT 10/1/12 NNMC-54 1

B2KFDK NO POWER TO WORKSTATIONS BLDG 54 2ND FLOOR URGENT 10/9/12 NNMC-54 1

B2KHVF Door handle broke, B-54, RM-A101 URGENT 10/10/12 NNMC-54 3
B2KFGB COLD CALL BLDG 54 WHOLE MAIN FLOOR URGENT 10/9/12 NNMC-54 1

B2KH9R
DOOR BELL BUZZER - BLDG 54, OUTSIDE ELECTRIC 
DOORS

SERVICE 10/9/12 NNMC-54 2 ELECTRICAL

B2NLTZ UNSPECIFIED WATER LEAK - BLDG 55, RM BB07 SERVICE 12/17/12 NNMC-55 2 PLUMBING
B2NHX7 Lights, B-55, RM-BB07 Basement SERVICE 12/11/12 NNMC-55 2 ELECTRICAL
B2NSVP LIGHTS OUT BLDG 55 RM-BB07 SERVICE 12/28/12 NNMC-55 1 ELECTRICAL
B2MPDK COLD CALL B-55 RM-C194 SERVICE 11/19/12 NNMC-55 1 HVAC
B2NNT2 Hot Call, B-55, RM-B-7 SERVICE 12/18/12 NNMC-55 2 HVAC

B2NNKW Hot Call, B-55, Loaction Fire Provention Office SERVICE 12/18/12 NNMC-55 2 HVAC

B2NPDT HEATED AIR CURTAINS B-55 RM-C-186 URGENT 12/19/12 NNMC-55 1 HVAC
B2655L HVAC- HEATER URGENT 1/5/12 NNMC-55 2 HVAC
B2658C RPR LEAKING VACUUM BREAKER SERVICE 1/5/12 NNMC-55 1 REPAIR
B27GNK PLUM - TOILET RUNNING - BLDG 55, RM B-7 SERVICE 1/20/12 NNMC-55 1
B27XMX REPAIR LOADING DOCK DOOR DEFICIENCIES SERVICE 2/3/12 NNMC-55 1
B27XV6 PLUM - NO HOT WATER - BLDG 55, 3RD FLOOR URGENT 2/6/12 NNMC-55 2 PLUMBING
B28RRK GENM-DOOR DOESNT OPEN URGENT 2/23/12 NNMC-55 2 REPAIR
B28RRP GENM-REMOVE MATERIALS URGENT 2/23/12 NNMC-55 2 REPAIR
B28RSD LOCK-KEY SPINS URGENT 2/23/12 NNMC-55 2 REPAIR
B29K88 Repair generator URGENT 3/5/12 NNMC-55 1 ELECTRICAL
B2B2P5 GENM-REPAIR/REPLACE DOOR URGENT 3/21/12 NNMC-55 2 REPAIR

B2BKC2
GENM - Replace Damage Bricks/protectors, 
Repair/Replace Steel Bollard Bldg 55 Loading Dock.

SERVICE 4/15/12 NNMC-55 1 REPAIR

B2B4YW PLUM-UNSTOP DRAIN SERVICE 3/23/12 NNMC-55 1 PLUMBING
B2B523 PLUM - Clogged Drainage SERVICE 3/23/12 NNMC-55 1 PLUMBING
B2B7ZS ELCON - ELEVATOR DOWN - BLDG 55 URGENT 3/29/12 NNMC-55 2 REPAIR
B2BDDH ELEC-REPAIR HID LIGHT FIXTURE. SERVICE 4/4/12 NNMC-55 1 ELECTRICAL

B2BVSN
PLUM-INVESTIGATE/REPAIR EYEWASH STATION WATER 
PRESSURE

SERVICE 5/2/12 NNMC-55 1 PLUMBING

B2C836
HVAC - TOO HOT - BLDG 55, TRANSPORTATION - RM C-
0202

URGENT 5/16/12 NNMC-55 3 HVAC

B2CCHS GENM - LOADING DOCK DOOR - BLDG 55, DOOR 2 URGENT 5/18/12 NNMC-55 3 STRUCTURAL
B2CLP4 HVAC- TURN HEAT OFF SERVICE 6/1/12 NNMC-55 4 HVAC

B2FNNP
HVAC - REPAIR EF SERVING RADIATION STORAGE ROOM - 
BLDG 55, R-14A

URGENT 7/5/12 NNMC-55 3 HVAC

B2FNNR HVAC - PM AHU 1 AND 2, BLDG 55 SERVICE 7/5/12 NNMC-55 2 HVAC
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B2GJKK
HVAC-Bldg. 55, Loading Dock Area. Rm. C-192 and C-193. 
Too hot/please fix A/C. See details.

URGENT 7/19/12 NNMC-55 3 HVAC

B2GLNH PLUM - REPLACE HOT WATER PIPE - BLDG 55, RM B06 SERVICE 7/24/12 NNMC-55 2 PLUMBING

B2H5XN Locks- Fire Department SERVICE 8/7/12 NNMC-55 4 LOCKS

B2HCWR
HVAC - WATER LEAK FROM AC/RADIATOR - NEARING 
COMPUTERS - BLDG 55, RM B07

URGENT 8/13/12 NNMC-55 3 STRUCTURAL

B2JXVP GENM-Doors, B55, Location elevator lobby SERVICE 9/17/12 NNMC-55 2 REPAIR
B2JXCP WATER LEAK COMING FROM CEILING URGENT 8/24/12 NNMC-55 3 PLUMBING
B2K6TP LIGHTS RELAMP, B-55, RM-C193 SERVICE 10/3/12 NNMC-55 2 ELECTRICAL

B2LR8M LOADING DOCK BUMPER COMING OFF B-55 RM-C-186B URGENT 10/26/12 NNMC-55 1 REPAIR

B2LV2P Turn on heat, B-55 SERVICE 11/1/12 NNMC-55 2 HVAC
B2LZLH Lights, B-55, third floor stairwell. SERVICE 11/6/12 NNMC-55 2 ELECTRICAL
B27LK2 HVAC - OVERHEAD HEATER URGENT 1/27/12 NNMC-55 2 PLUMBING
B27YSY PLUM - Investigate/Repair  Leak URGENT 2/7/12 NNMC-55 2 PLUMBING
B27YSZ PLUM - Investigate/Repair  Leak SERVICE 2/7/12 NNMC-55 2
B28NNP LOCK - LOCK ISSUES - BLDG 55 URGENT 2/21/12 NNMC-55 2 LOCKS
B28S6S GENM - REPAIR HAND RAIL - BLDG 14, RM 181 SERVICE 2/24/12 NNMC-55 1 REPAIR
B29V6J BKCT-REPAIR/REPLACE CEILING TILES URGENT 3/14/12 NNMC-55 1 LABOR
B29XF9 GENM-REPLACE/REPAIR EXPANSION JOINT URGENT 3/16/12 NNMC-55 2 REPAIR

B2BDNW PTNG-Stripe 30 ADA parking Spaces URGENT 4/5/12 NNMC-55 2 FCA_PAINT

B2BFFF
HVAC - HEAT PUMP/CONTROL VALVE - BLDG 55, RM B-
05

SERVICE 4/6/12 NNMC-55 1 HVAC

B2BD8K ELEC - EMCOR ASSISTANCE - BLDGS 55, 9, 10, AND 9A SERVICE 4/4/12 NNMC-55 1 ELECTRICAL

B2BKTJ PLUM-REPAIR CEILING LEAK URGENT 4/16/12 NNMC-55 2 PLUMBING
B2BPLW ELEC - LIGHT FLICKERING - BLDG 55, RM B07 URGENT 4/25/12 NNMC-55 2 ELECTRICAL
B2BW4J ELEC - CHECK LIGHTS - BLDG 55, PARKING GARAGE URGENT 5/3/12 NNMC-55 2 ELECTRICAL

B2C5XG
BKLG - LIGHTS OUT - MULTI LEVEL - BLDG 55, PARKING 
GARAGE

SERVICE 5/11/12 NNMC-55 1 ELECTRICAL

B2C5LK ELEC - AUTO DOOR - BLDG 55 CROSSOVER BRIDGE URGENT 5/10/12 NNMC-55 2 REPAIR

B2C5PG
ELEC- REPAIR LIGHTS IN LOADING DOCK - BLDG 55 
LOADING

SERVICE 5/10/12 NNMC-55 1 ELECTRICAL

B2C89N
HVAC-B-55 ROOM # BIOHAZARD ROOM - ADJUST 
TEMPERATURE

URGENT 5/16/12 NNMC-55 3 HVAC

B2C9RK PLUM-FLOOR DRAIN BACKED UP SERVICE 5/17/12 NNMC-55 4 PLUMBING

B2C87P
CONCRETE FALLING - BLDG 55 PARKING GARAGE, 4TH 
LEVEL

SERVICE 5/16/12 NNMC-55 2 ENGINEERING

B2CFC6 HVAC-CONNECT LOW PRESSURE STEAM SERVICE 5/22/12 NNMC-55 4 HVAC
B2FTT7 HVAC-Bldg. 55, Rm. C02. A/C is broken. Please fix. SERVICE 7/9/12 NNMC-55 1 HVAC

B2FTX2
HVAC-Bldg. 55, Fire Chief's Office, 3rd Floor. A/C is not 
working.

SERVICE 7/9/12 NNMC-55 2 HVAC

B2FZ5N
PLUM - CLOGGED TOILET - WON'T FLUSH - BLDG 55, RM 
C03

URGENT 7/16/12 NNMC-55 3 PLUMBING

B2HPHC LOCK - STICKY DOOR LATCH - BLDG 55, RM C-187 SERVICE 8/16/12 NNMC-55 2 LOCKS

B2HVM7
GENM-Generator enclosure door hinges on Kohler 
generator behind Bldg 55 have been broken.

URGENT 8/23/12 NNMC-55 3 REPAIR

B2LR7X EXIT SIGN BROKEN B-55 2ND FLOOR ELEVATOR LOBBY SERVICE 10/26/12 NNMC-55 1 REPAIR

B2LSSY Door, B-55, bay door #4 and bay door # 5 SERVICE 10/31/12 NNMC-55 2 PLUMBING
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B2LSZJ Cold Call, B-55, RM- Fire Chief Office SERVICE 10/31/12 NNMC-55 2 HVAC
B2LTP3 Liquid Carbon dioxide , B-55, RM-C-184 SERVICE 11/1/12 NNMC-55 2 HVAC
B2LXJ9 ROOF DOOR STUCK B-55 & B-54 URGENT 11/5/12 NNMC-55 1 REPAIR
B2M3SC Bay door, B-55, lodging dock SERVICE 11/9/12 NNMC-55 2 ELECTRICAL

B2M3P6
RESTORE OPERATION TO OVERHEAD DOOR B-55 RM-C-
186

URGENT 11/9/12 NNMC-55 1 REPAIR

B2NR7H Door, B-55, Garage enterance 2nd floor URGENT 12/20/12 NNMC-55 3 FCA_STRU
B263DD PLUM - INSTALL CONDENSOR TANK - BLDG 55 SERVICE 1/3/12 NNMC-55 1 LABOR
B265C3 PLUM - TOILET RUNNING SERVICE 1/5/12 NNMC-55 1 PLUMBING
B265CJ ELEC - CEILING LIGHTS - BLDG 55, RMS B7, B9 SERVICE 1/5/12 NNMC-55 1 ELECTRICAL
B265GN ELEC - MONTHLY GENERATOR TESTS SERVICE 1/5/12 NNMC-55 1 ELECTRICAL
B27BFJ PLUM - Toilst Clogged URGENT 1/17/12 NNMC-55 2 PLUMBING
B27HDW RPR STEAM COND LEAK AIR CRTN DR 5 URGENT 1/23/12 NNMC-55 2 REPAIR
B27HB2 RPR BRKN GATE AND SAFETY RAIL URGENT 1/23/12 NNMC-55 2 REPAIR
B27HB6 RELAMP LOADING DOCK AREA URGENT 1/23/12 NNMC-55 2 ELECTRICAL
B27R4W ELEC - LIGHT OUT - BLDG 55, NORTH STAIRWELL SERVICE 1/31/12 NNMC-55 1 ELECTRICAL
B27R4K GENM - Repair Door Handel/Lock URGENT 1/31/12 NNMC-55 1 LOCKS
B27WBR ELEC - LIGHT OUT - BLDG 55, RM C191 URGENT 2/1/12 NNMC-55 2 ELECTRICAL

B29DGN
GENM/ELEC - TILES/SLIDING DOOR - BLDG 55, GROUND 
LEVEL

SERVICE 3/2/12 NNMC-55 1 LABOR

B2B4DV ELEC-REPAIR/REPLACE LIGHT FIXTURE SERVICE 3/22/12 NNMC-55 1 ELECTRICAL

B2B4SP
ELEC - DOOR / SIGN BROKEN - BLDG 55, SOUTH 
ELEVATOR  LOBBY

URGENT 3/22/12 NNMC-55 2 MISC

B2B7GR GENM - Reattach strip around Bay Door # 4 URGENT 3/28/12 NNMC-55 2 REPAIR

B2BJGH
PLUM - WATER FOUNTAIN - BLDG 55, Garage next to 
room C-189,

SERVICE 4/11/12 NNMC-55 1 PLUMBING

B2BL2P HVAC-HOT TEMP/REPAIR DRAIN URGENT 4/17/12 NNMC-55 2 HVAC
B2BP92 PLUM-LOADING DOCK DRAIN CLOGGED URGENT 4/23/12 NNMC-55 2 PLUMBING
B2BNS2 PLUM-CLOGGED SEWER URGENT 4/23/12 NNMC-55 2 PLUMBING
B2CLXJ ELEC-PARALLELING SWITCH GEAR BOARD URGENT 6/4/12 NNMC-55 3 ELECTRICAL
B2CYSX Lock- Naval Dosimetry Center SERVICE 6/21/12 NNMC-55 4 LOCKS

B2FM97
HVAC-Bldg. 55, Loading Dock. Turn off steam to unit 
heaters above loading dock door.

SERVICE 7/3/12 NNMC-55 2 HVAC

B2G5B6
HVAC - RADIATOR LEAK W/ COMPLICATIONS - BLDG 55, 
RM B08

URGENT 7/18/12 NNMC-55 3 HVAC

B2GLPG HVAC - thermostat cover missing - 2nd level of garage 55 SERVICE 7/25/12 NNMC-55 2 HVAC

B2JSYP Fire door- magnetic strip disfuctional URGENT 9/7/12 NNMC-55 3 ELECTRICAL
B2JT7X Guide Post for Bio Hazard Room SERVICE 9/7/12 NNMC-55 2 LABOR

B2JYPX
ELEC/ GENM- Lights- B-55, Level 3, B-55, south elevator 
lobby

SERVICE 9/19/12 NNMC-55 2 ELECTRICAL

B2K5DG DOOR CAME OFF, B-55, GUARD BOTH SERVICE 10/2/12 NNMC-55 2 REPAIR

B2K5KP
SCREW MISSING FROM METAL PLATE ON DOOR BLDG 
55 RM 187

SERVICE 10/2/12 NNMC-55 1

B2N7WY
REPLACE BROKEN MAGNEHELIC GUAGE - BLDG 6, ROOM 
3211

SERVICE 12/4/12 NNMC-6 2 ELECTRICAL

B288KT ELCON - ELEV 9F, BLDG 6, LIBERTY ZONE URGENT 2/10/12 NNMC-6 2 REPAIR
B27JHN PLUM -Water Fountain Clogged URGENT 1/25/12 NNMC-6 2 PLUMBING

B2F853 ELEC-POWER RUNNING OFF BATTERY PLEASE CHECK URGENT 4/30/12 NNMC-6 3 ELECTRICAL

B2JJ6B
ELEC - NEW BUTTON TO AUTO DOOR NOT WORKING - 
 FIRE DOORS - BLDG 10, RM 6164

URGENT 8/28/12 NNMC-6 3 ELECTRICAL

B2LDJR Hot Call- B-6, RM-3209A SERVICE 10/23/12 NNMC-6 2 HVAC
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B27PTF LOCK- CHANGE CYPHER CODE SERVICE 1/31/12 NNMC-6 1 STRUCTURAL
B2BHM9 PLUM-REPAIR TOILET/SINK  LEAK URGENT 4/10/12 NNMC-6 2 PLUMBING
B2BDWB HVAC-REPAIR A/C URGENT 4/5/12 NNMC-6 2 HVAC
B2CXK6 ELEC - POWER OUTAGE - BLDG 6, RM 4195 URGENT 6/19/12 NNMC-6 3 ELECTRICAL

B2FVR8
PLUM - LOW WATER PRESSURE - BLDG 6, ALL 4TH 
FLOOR

URGENT 7/10/12 NNMC-6 3 PLUMBING

B2GX5T HVAC-B-6 ROOM # 3209A - ROOM IS EXTREMELY HOT URGENT 8/1/12 NNMC-6 3 HVAC

B2JZV9 ELEC - POWER OUTAGE - BLDG 6, RMS 4195, 4196 URGENT 9/21/12 NNMC-6 3 ELECTRICAL
B2LT7M Window, B-6, RM-3209A SERVICE 10/31/12 NNMC-6 2 REPAIR
B2MSVD No power, B-6, RM-1369 SERVICE 11/26/12 NNMC-6 2 ELECTRICAL
B263TX HVAC - TOO COLD URGENT 1/4/12 NNMC-6 2 HVAC
B29D4T GENM-REPAIR/REPLACE CARPET SERVICE 3/1/12 NNMC-6 1 REPAIR

B2CYCD
ELEC-Bldg. 6, Rm. 4195. Power outage on left side of the 
room.

URGENT 6/20/12 NNMC-6 3

B2FX27 GENM-B-6 ROOM # 415E - CARPET REPLACEMENT SERVICE 7/12/12 NNMC-6 2 REPAIR

B2G5GR
LOCK / PTNG - BROKEN LOCK / PAINT ROOM - BLDG 6, 
RMS 4184, 4200

SERVICE 7/18/12 NNMC-6 2 LOCKS

B2K4V3
AFFECTING MULTIPLE PEOPLE. OUTLETS. OFIFICE.<!-- 
RICH TEXT -->

URGENT 6/19/12 NNMC-6 3 ELECTRICAL

B2NKM2 REPAIR LIGHTING B-63 ALL FLOORS SERVICE 12/14/12 NNMC-63 1 ELECTRICAL
B2BRD3 HVAC-ADD COOLANT TO GENERATOR 2 SERVICE 4/26/12 NNMC-63 1 HVAC

B2CZ5H
PLUM-Open actuator that supplies water to Northwest 
Corner of Ga

URGENT 6/22/12 NNMC-63 3 PLUMBING

B2JVTL Leaking H2o Pump, Bldg. 63 SERVICE 9/11/12 NNMC-63 2 PLUMBING
B2K68X REPAIR LEAKS GENERATOR BLDG 63 RM 1007 URGENT 10/3/12 NNMC-63 1
B2K68Y DOOR NOT CLOSING ALL THE WAY BLDG 19 LOBBY URGENT 10/3/12 NNMC-63 1
B2B6RV ELEC - Lights Out SERVICE 3/26/12 NNMC-63 1 ELECTRICAL
B2BDF6 ELEC-REPAIR FIRE ALARM. SERVICE 4/4/12 NNMC-63 1 ELECTRICAL

B2HXZZ
ELEC - LIGHTS OUT IN PARKING GARAGE - BLDG 63 - 
PATIENT PARKING GARAGE

SERVICE 8/23/12 NNMC-63 2 ELECTRICAL

B2M3ZZ Cooling Water Sample and Analysis- Legionella B-63 URGENT 11/9/12 NNMC-63 1

B2MNYD
BROKEN MIRROR IN PATIENT PARKING LOT B-63 5TH 
FLOOR

URGENT 11/16/12 NNMC-63 1 REPAIR

B2BXMZ
GENM-REPAIR AUTOMATIC DOOR B-63 ROOM # SOUTH 
ENTRY TO B LINK

SERVICE 5/4/12 NNMC-63 1 REPAIR

B2C7GF PLUM- B-62/63 - REPAIR WATER PIPE LEAK URGENT 5/15/12 NNMC-63 PLUMBING
B2DB54 PLUM-REPAIR CONDUCTIVITY PROBE WATER LEAK URGENT 6/27/12 NNMC-63 3 PLUMBING

B2FWD8
HVAC B-63 ROOM # CHILLER COOLING TOWER # 2 - 
REPAIR BROKEN TOWER HEATER

URGENT 7/11/12 NNMC-63 3 HVAC

B2GT34
PLUM-SEVERE WATER LEAK FROM PUMP #2 (PM32982) 
and PUMP#3 (PM32983).

URGENT 7/30/12 NNMC-63 3 PLUMBING

B2N8T6 Leaking Steam Coil, B-7, Penthouse Roof Top URGENT 12/5/12 NNMC-7 3 HVAC
B2N7YM Ceiling leak, B-7, 6th floor, URGENT 12/4/12 NNMC-7 3 PLUMBING

B2NR5Y
Light, B-7, inside RM-5323 bathroom Preventive 
Medicine Department

SERVICE 12/20/12 NNMC-7 2 ELECTRICAL

B2NSK9 LIGHT BULBS OUT B-7 3RD FLOOR RM-3130. URGENT 12/27/12 NNMC-7 1 ELECTRICAL

B2LV6J
CEILING LEAK. REPLACE DAMAGED CEILING TILE - BLDG 
7, RMS 1513, 1518, 1528, 1522, 1533, 1534

URGENT 11/1/12 NNMC-7 2 MISC

B2NLV6
Heating Coil pipe broken, Turned Off. B-7 AHU 
008.PENT.001

URGENT 12/17/12 NNMC-7 1 HVAC
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B2NKMY
POWER TO OUTLETS NOT GETTING ENOUGH VOLTAGE B-
7 RM-1469

URGENT 12/14/12 NNMC-7 1 ELECTRICAL

B2NTKM TWO OUTLETS OUT B-7 RM-2126 & 2127 URGENT 12/28/12 NNMC-7 1 ELECTRICAL

B2KJF3
COLD CALL - VENTS BLOWING COLD, WET, AIR - BLDG 7, 
RM 6315

SERVICE 10/11/12 NNMC-7 2 HVAC

B2LC7D
COLD CALL - "Extremely Cold". - Building #7, 6th floor 
hallway

SERVICE 10/22/12 NNMC-7 2 HVAC

B2LVWG NEED 2 WINDOW UNITS SHUT OFF. B-7 RM 6307 SERVICE 11/2/12 NNMC-7 1 HVAC
B2LZDD HOT CALL B-7 4TH FLOOR RM 4100 URGENT 11/6/12 NNMC-7 1 HVAC
B2LXVB COLD CALL B-7 2ND DECK URGENT 11/5/12 NNMC-7 1 HVAC
B2MPS2 HOT CALL B-7 RM-3103 SERVICE 11/20/12 NNMC-7 1 HVAC
B2MR7L Hot Call, B-7, RM-6315 SERVICE 11/20/12 NNMC-7 2 HVAC

B2MVK3
HOT CALL -  BLDG 7, WHOLE ADDICTIONS CLINIC IS HOT 
4TH FLOOR

URGENT 11/28/12 NNMC-7 3 HVAC

B2MT25 HOT CALL B-7  RM-4103 URGENT 11/27/12 NNMC-7 1 HVAC
B2MSM9 COLD CALL B-7 1ST FLOOR URGENT 11/26/12 NNMC-7 1 HVAC
B2N878 Hot Call, B-7, RM-1469B Bumed Studio URGENT 12/4/12 NNMC-7 3 HVAC
B2N77N HOT CALL, B-7, RM-6326 SERVICE 12/3/12 NNMC-7 2 HVAC
B2NLRL Cold Call, B-7, Executive Medicine URGENT 12/17/12 NNMC-7 3 HVAC
B2NRRJ Cold Call, B-7,6th Floor Social Work URGENT 12/21/12 NNMC-7 3 HVAC
B2NSJV COLD CALL B-7 RM-5323 SERVICE 12/27/12 NNMC-7 1 HVAC
B2NSMJ COLD CALL B-7 RM-3119 3RD FLOOR URGENT 12/27/12 NNMC-7 1 HVAC
B2NT39 COLD CALL B-7 3RD FLOOR RM-3130 & 3117 URGENT 12/28/12 NNMC-7 1 HVAC

B2NTTD
COLD CALL - COLDER THAN USUAL - BLDG 7, RMS 2112 
TO 2126

URGENT 12/31/12 NNMC-7 3 HVAC

B26GCS LOCKS - Cypher Lock SERVICE 1/9/12 NNMC-7 1 LOCKS
B26GGJ ELEC - LIGHTS OUT - BLDG 7, OUTSIDE RM 3123 SERVICE 1/9/12 NNMC-7 1 ELECTRICAL
B2666H HVAC- AHU SERVICE 1/6/12 NNMC-7 1 HVAC
B27JZL HVAC-COLD AIR BLOWING SERVICE 1/25/12 NNMC-7 1 HVAC
B27JSF LOCK- 016 STAFF JUDGE ADVOCATE SERVICE 1/25/12 NNMC-7 1 STRUCTURAL
B27Y9R GENM - Window Molding/light Cover SERVICE 2/6/12 NNMC-7 1 REPAIR
B27Y9S LOCK- 030 ADDICTION TREATMENT SERV SERVICE 2/6/12 NNMC-7 1 STRUCTURAL
B27XV8 HVAC - TOO COLD - BLDG 7, RM 5332 URGENT 2/6/12 NNMC-7 2 HVAC
B28KF4 HVAC - TOO COLD - BLDG 7, RM 6109 URGENT 2/14/12 NNMC-7 2 HVAC
B28K9R HVAC- HIGH TEMPERATURE URGENT 2/14/12 NNMC-7 HVAC

B292WT
PLUM - REPLACE SPRINKLER COVER - BLDG 7, OUTSIDE 
OF ROOM 4103

URGENT 2/27/12 NNMC-7 2 PLUMBING

B28RS7 LOCK-INFECTIOUS DISEASE URGENT 2/23/12 NNMC-7 2 REPAIR
B28SC8 GENM-PATCH AND PAINT SERVICE 2/24/12 NNMC-7 1 FCA_PAINT
B29B79 LOCK- 067 HOSPITAL SECURITY SERVICE 2/29/12 NNMC-7 1 STRUCTURAL

B29D4N BKCT - REPLACE CEILING TILES - BLDG 7, OUTSIDE 6337 SERVICE 3/1/12 NNMC-7 1 LABOR

B29KG6 HVAC - TOO COLD - BLDG 7, RM 3129 URGENT 3/5/12 NNMC-7 2 HVAC
B29KGW HVAC - Correct Deficiancies Bldg 7 URGENT 3/5/12 NNMC-7 2 HVAC
B2B69S PTNG-PAINT DOOR SERVICE 3/26/12 NNMC-7 1 FCA_PAINT
B2B848 LOCK-REPAIR LOCK SERVICE 3/29/12 NNMC-7 1 LOCKS
B2B88G GENM-PATCH AND PAINT WALL SERVICE 3/29/12 NNMC-7 1 REPAIR
B2B8BD PLUM-REPAIR TOILET OVERFLOWING URGENT 3/29/12 NNMC-7 2 PLUMBING
B2B7YD LOCK- 103 STAFF JUDGE ADVOCATE SERVICE 3/29/12 NNMC-7 1 STRUCTURAL
B2B86N GENM-PATCH/PAINT WALL SERVICE 3/29/12 NNMC-7 1 REPAIR
B2B86Z HVAC-REPAIR EXHAUST URGENT 3/29/12 NNMC-7 2 HVAC
B2B87D HVAC - TOO HOT - BLDG 7, RM 3101 URGENT 3/29/12 NNMC-7 2 HVAC
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B2B87V
PLUM - SHUT DOWN HX 007.07.001 - BLDG 7, 
PENTHOUSE

SERVICE 3/29/12 NNMC-7 1 PLUMBING

B2B8SX GENM-PATCH AND PAINT WALL SERVICE 3/30/12 NNMC-7 1 FCA_PAINT

B2BGYY
HVAC - TOO HOT - BLDG 7, RMS 1313, 1429,1435, 
ENTIRE CLINIC

URGENT 4/7/12 NNMC-7 2 HVAC

B2BHJY HVAC-ADJUST TEMPERATURE URGENT 4/10/12 NNMC-7 1 HVAC
B2BKGF LOCK - BROKEN DOOR HANDLE - BLDG 7, RM 6341 SERVICE 4/16/12 NNMC-7 1 LOCKS
B2BTHV HVAC-ADJUST TEMPERATURE URGENT 4/30/12 NNMC-7 2 HVAC

B2BVH5
HVAC - LEAKING RADIATOR - WET CARPET - BLDG 7, RM 
3130

URGENT 5/2/12 NNMC-7 2 HVAC

B2C569 BKLG - LIGHTS OUT - BLDG 7, RM 4114 SERVICE 5/9/12 NNMC-7 1 ELECTRICAL

B2CD5B
ELEC-B-7 ROOM # 5TH FLOOR CLOSE TO ROOM 5328- 
POWER OUTAGE

URGENT 5/21/12 NNMC-7 3 ELECTRICAL

B2CFW6
Lock- Navy Medicine Support Command Visual 
Information Directorate

SERVICE 5/23/12 NNMC-7 4 LOCKS

B2CFXB Lock- Dental SERVICE 5/23/12 NNMC-7 4 LOCKS

B2CHD2
PLUM - CHANGE WATER FILTERS - Building 7:  Room 
3138

SERVICE 5/24/12 NNMC-7 2 PLUMBING

B2CVWK HVAC-BURNING SMELL FROM VENTS. URGENT 4/12/12 NNMC-7 3 HVAC
B2CYW7 PLUM-B-7 ROOM # 5332 - CLOGGED SINK URGENT 6/21/12 NNMC-7 3 PLUMBING

B2FS5B HVAC B-7 ROOM # 3123 AND HALLWAY- NO AIR FLOW URGENT 7/6/12 NNMC-7 3 HVAC

B2GJ9G
PEST-Bldgs 6 and 7, Rooms 7151, 7159, 7132, 7138, 
6140, and 6141. Cockroach infestation.

SERVICE 7/19/12 NNMC-7 2 PEST CONTROL

B2GJ8W
ELEC - INSTALL SURGE PROTECTOR/COUNTER 
TOP/THERMOSTAT - BLDG 7, NEAR 1177

SERVICE 7/19/12 NNMC-7 2 ELECTRICAL

B2GMS7
PLUM - SEWAGE SMELL FROM SHOWER DRAIN - BLDG 7, 
RM 6305

URGENT 7/26/12 NNMC-7 3 PLUMBING

B2GLNK PTNG/LOCKS - PATCH & PAINT / BROKEN LOCKS SERVICE 7/24/12 NNMC-7 2 LOCKS
B2GLNR BKLG - LIGHTS OUT - BLDG 7, RMS 6321, 5341, 5305 SERVICE 7/24/12 NNMC-7 2 ELECTRICAL
B2HCW5 HVAC-INSPECT/REPAIR VAV DAMPER SERVICE 8/13/12 NNMC-7 2 HVAC

B2HTPJ
ELEC - GFCI OUTLET WON'T TURN OFF WHEN TESTED - B-
7, R-2116

URGENT 8/21/12 NNMC-7 3 ELECTRICAL

B2JJT8
ELEC-B-7 ROOM # 1421,1423,1425,1427 - POWER 
OUTAGE

URGENT 8/28/12 NNMC-7 3 ELECTRICAL

B2JK2S
PLUM-B-7 ROOM # 2100 - COLORED WATER COMING 
OUT FROM THE FOUNTAIN.

SERVICE 8/29/12 NNMC-7 2 PLUMBING

B2JKCK
GENM-B-7 ROOM # 2121 - INVESTIGATE BUZZING 
SOUND.

SERVICE 8/29/12 NNMC-7 2 REPAIR

B2JJM8 PLUM-B-7 ROOM # 2125 - CEILING LEAK. URGENT 8/28/12 NNMC-7 3 PLUMBING
B2JKFM PLUM - CLOGGED TOILET - BLDG 7, RM 5309 SERVICE 8/29/12 NNMC-7 2 PLUMBING
B2JVY5 TOO COLD - BLDG 7, RM 3101 SERVICE 9/11/12 NNMC-7 1 HVAC
B2K3WD ELEC- DOOR TIMER, B-7, DOOR # 1314 SERVICE 9/26/12 NNMC-7 2 ELECTRICAL

B2K735
Stained ceiling tile needs to be replaced - bldg 7, room 
1443

SERVICE 10/3/12 NNMC-7 2 LABOR

B2KJ7K OUTLET NOT WORKING, B-7, RM-3119 URGENT 10/11/12 NNMC-7 1 ELECTRICAL
B2L9M5 Lock- Outpatient Nutrition Care SERVICE 10/22/12 NNMC-7 4 LOCKS
B2KPVX Locks-Primary Care Dentistry Department SERVICE 10/16/12 NNMC-7 4 LOCKS

B2LC5M AHU / ELEC / LIGHT COVER - Bldg 7 Mech Room 2604 SERVICE 10/22/12 NNMC-7 2 ELECTRICAL

B2LDJM NEED PAINTING AND FRIDGE MOVED B-7 RM-3111 SERVICE 10/23/12 NNMC-7 1
B2LVCY No Power, B-7, RMS-1419, 1421, 1423, 1425, 1427 URGENT 11/2/12 NNMC-7 3 ELECTRICAL
B2M2DV Ceiling Leak, B-7, RM-3131 URGENT 11/7/12 NNMC-7 3 PLUMBING
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B2M28D

CEILING LEAK REPLACE DAMAGED CEILING TILES RMS 
1513,1518,1528,1522,1533,1534 - REPLACE DAMAGED 
CEILING TILE OUTSIDE 1514 REPAINT WALL OUTSIDE 
1534 DUE

URGENT 11/7/12 NNMC-7 3 PLUMBING

B2LZFK COLD CALL - ADJUST TEMP IN BLDG 7,  RM 1440 SERVICE 11/6/12 NNMC-7 2 HVAC

B2M2JC
NO WATER PRESSURE IN WATER FOUNTAIN - BLDG 7, 
NEAR MEMORIAL AUDITORIUM

SERVICE 11/7/12 NNMC-7 2 PLUMBING

B263RV GENM- DOOR SPLINTERS B7 URGENT 1/4/12 NNMC-7 2 REPAIR
B2667J HVAC - NO HEAT - BLDG 7, RM 6321 URGENT 1/6/12 NNMC-7 2 HVAC
B266BJ TOO HOT URGENT 1/6/12 NNMC-7 2 HVAC
B26GRJ ELEC- LIGHTS OUT B7 URGENT 1/10/12 NNMC-7 2 ELECTRICAL
B26HWT ELEC- INOPERABLE MOTION LIGHT B7 SERVICE 1/11/12 NNMC-7 1 ELECTRICAL
B26J97 LOCK- DOOR LOCK URGENT 1/11/12 NNMC-7 2 LOCKS
B26HX5 BKLG - LIGHTS OUT - BLDG 7 BY SOC SEC OFC SERVICE 1/11/12 NNMC-7 1 ELECTRICAL
B27B33 ELEC- LIGHTS OUT URGENT 1/17/12 NNMC-7 2 ELECTRICAL
B27B4K BKLG- LIGHTS OUT B7 SERVICE 1/17/12 NNMC-7 1 ELECTRICAL
B27NJP ELEC - DOOR STAYS LOCKED- B7, R1314 URGENT 1/30/12 NNMC-7 2 ELECTRICAL
B27KBS ELEC - LIGHTS OUT - BLDG 7, RM 4102 URGENT 1/26/12 NNMC-7 2 ELECTRICAL

B27KDX FIRE EXTINGUISHER - BLDG 7, NEAR 2128 URGENT 1/26/12 NNMC-7 2 FIRE EQUIPMENT

B27LBP HVAC- Too Hot URGENT 1/27/12 NNMC-7 2 HVAC
B27L86 PLUM - Ceiling  Leak URGENT 1/27/12 NNMC-7 2 PLUMBING
B27NYB ELEC - Lights Out SERVICE 1/30/12 NNMC-7 1 ELECTRICAL
B27L79 HVAC - TOO HOT - BLDG 7, RM 4103, 4120, 4117 URGENT 1/27/12 NNMC-7 2 HVAC
B27VSJ PLUM - Day Tank 285 URGENT 2/1/12 NNMC-7 2 PLUMBING
B28B7W ELEC -EXPOSED WIRES-BLDG 7, RM 4102 URGENT 2/11/12 NNMC-7 2 ELECTRICAL
B28KSR PLUM - LEAKING SINK FAUCET - BLDG 7, RM 6305 URGENT 2/15/12 NNMC-7 2 PLUMBING
B28LBC PLUM-TOILET LEAK SERVICE 2/16/12 NNMC-7 1 PLUMBING
B28NMN ELEC - REPAIR EXPOSED WIRES SERVICE 2/21/12 NNMC-7 1 ELECTRICAL
B28SDK LOCK - DOOR KNOB - BLDG 7, RM 3131A URGENT 2/24/12 NNMC-7 2 REPAIR
B298CK BKLG - LIGHT OUT - BLDG 7, STAIRWELL 1190, SERVICE 2/28/12 NNMC-7 1 ELECTRICAL
B29MJF LOCK-REPAIR LOCK URGENT 3/6/12 NNMC-7 2 LOCKS

B29TY9
ELEC - LIGHT OUT / LENS COVER - BLDG 7, STAIRWELL 
5001A

URGENT 3/13/12 NNMC-7 2 ELECTRICAL

B29ZFY PLUM - CLOGGED TOILET - BLDG 7, RM 4133 URGENT 3/19/12 NNMC-7 2 PLUMBING
B29NHY HVAC-RADIATOR LEAK SERVICE 3/8/12 NNMC-7 1 HVAC
B29VJH LOCK- 080 RESOURCE MANAGEMENT SERVICE 3/14/12 NNMC-7 1 STRUCTURAL
B2B6G9 HVAC-REPAIR AC LEAK URGENT 3/26/12 NNMC-7 2 HVAC
B2B785 ELEC-REPLACE POWER OUTLET SERVICE 3/27/12 NNMC-7 1 ELECTRICAL
B2BCXD PLUM - NO HOT WATER - BLDG 7, RM 1484 SERVICE 4/4/12 NNMC-7 1 PLUMBING
B2BH47 PLUM - TOILET - BLDG 7, RM 4103 URGENT 4/9/12 NNMC-7 2 PLUMBING
B2BNPK Lock- 118 Preventive Medicine SERVICE 4/23/12 NNMC-7 4 STRUCTURAL

B2BMMH
PLUM - CEILING LEAK - BLDG 7, OUTSIDE RMS 6319 & 
6326

URGENT 4/19/12 NNMC-7 2 PLUMBING

B2BMW6
HVAC - AC NOT WORKING - BLDG 2, 3RD FLOOR, 
MEMORIAL AUDITORIUM

SERVICE 4/20/12 NNMC-7 1 HVAC

B2BTKW HVAC-REPAIR AIR HANDLER UNIT URGENT 4/30/12 NNMC-7 HVAC
B2BW54 Lock- 120 Outpatient Nutrition Clinic SERVICE 5/3/12 NNMC-7 4 LOCKS
B2C55D BKLG - LIGHTS OUT - BLDG 7, RM 4114 SERVICE 5/9/12 NNMC-7 1
B2CF6G PLUM-CEILING LEAK URGENT 5/22/12 NNMC-7 3 PLUMBING

B2CF9L BKLG - FLUORESCENT LIGHT OUT - BLDG 7, RM 2117 SERVICE 5/22/12 NNMC-7 2 ELECTRICAL
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B2CK5J
Bldg. 7, 5th Floor, Rm. 5309, Room is too hot. Lights in 
bathroom are out.

URGENT 5/29/12 NNMC-7 3 HVAC

B2CKJW HVAC - open supply vent / Fan coil unit turned off URGENT 5/30/12 NNMC-7 3 HVAC

B2CK8G
HVAC - WAY TOO HOT - SWEATIN' BULLETS - BLDG 7, 
RMS 3102, 3112

URGENT 5/29/12 NNMC-7 3 HVAC

B2CNBC ELEC - LOSS OF POWER - BLDG 7, RM 5332 URGENT 6/6/12 NNMC-7 3 ELECTRICAL
B2CRF9 ELEC - REPOSITION OUTLET - BLDG 7, RM 2131 SERVICE 6/8/12 NNMC-7 2 ELECTRICAL

B2CTBH
GENM-Bldg. 7, Floor 1, Rm. 1605 (right outside of room 
in hallway). Hang up two very large bulletin boards.

SERVICE 6/13/12 NNMC-7 2 REPAIR

B2CSX6 SFHP - HANG 4 PICTURES - BLDG 7, RM 3104 SERVICE 6/13/12 NNMC-7 2 LABOR

B2CWNK
GENM-Bldg. 7, Rm. 2138. Customer needs someone to 
check above ceiling tiles in order to establish clearance 
for new machine.

SERVICE 6/18/12 NNMC-7 2 REPAIR

B2CWPH
ELEC-Bldg. 7, Rm. 3414. Outlet for television is not 
working.

SERVICE 6/18/12 NNMC-7 2 ELECTRICAL

B2CWYX BKLG - LIGHT OUT - BLDG 7, RM 1442A SERVICE 6/19/12 NNMC-7 2 ELECTRICAL

B2D3ZW
HVAC - HIGH PITCHED NOISE IN CEILING - VERY 
IRRITATING - BLDG 7, RM 2124

URGENT 6/22/12 NNMC-7 3 HVAC

B2D4ZZ PLUM-REPAIR ROOF LEAKS URGENT 6/25/12 NNMC-7 3 PLUMBING

B2F87C
HVAC-B-7 ROOM # 1ST FLOOR BASE POLICE. - AC NOT 
WORKING PROPERLY

URGENT 6/28/12 NNMC-7 3 HVAC

B2FV6K
PLUM - TOILET WON'T FLUSH/WATER FOUNTAIN - 
URINALYSIS - BLDG 7, RM 4103

URGENT 7/10/12 NNMC-7 3 PLUMBING

B2FVH2 PLUM - TOILET WON'T FLUSH - BLDG 7, RM 3135 URGENT 7/10/12 NNMC-7 3 PLUMBING
B2FVS7 GENM - DOOR STICKS - BLDG 7 RM 6338 SERVICE 7/10/12 NNMC-7 2 REPAIR

B2FVGC
PLUM-B-7 ROOM # 2128 - TOILET NOT DRAINING 
PROPERLY/REPAIR TOILET SEAT.

SERVICE 7/10/12 NNMC-7 2 PLUMBING

B2FYWS HVAC - TOO HOT - BLDG 7, RM 4103 URGENT 7/16/12 NNMC-7 3 HVAC

B2GN3J
PLUM - PATIENT CARE - BLACK SLIME FROM WATER 
FOUNTAIN - BLDG 7, OCC MED CLIN, ENTRY 2101

URGENT 7/27/12 NNMC-7 3 PLUMBING

B2GM4D HVAC - REPLACE VENT SCREWS - BLDG 7, RM 5312 SERVICE 7/25/12 NNMC-7 2 HVAC

B2GKRF
GENM-Bldg. 7, Rooms 3115 (3 desks) and 3120 (1 desk). 
Install keyboard holders. Customer has holders.

SERVICE 7/23/12 NNMC-7 2 REPAIR

B2GND6 PLUM-B-7 ROOM # 2124 - REPAIR CEILING LEAK. URGENT 7/27/12 NNMC-7 3 PLUMBING
B2H6GL PLUM-B-7 ROOM # 2117 - REPAIR FAUCET LEAK. SERVICE 8/8/12 NNMC-7 2 PLUMBING

B2H6DV
LOCK-B-7 OUTSIDE OF ROOM # 1429 - REPAIR BROKEN 
DOOR HANDLE

SERVICE 8/8/12 NNMC-7 2 REPAIR

B2H686
PLUM - Low Water Pressure in toilet and sinks - BLDG 7, 
6TH FLOOR

URGENT 8/8/12 NNMC-7 3 PLUMBING

B2HNTK
ELEC-B-7 ROOM # 3132A - REPAIR /REPLACE LIGHT 
FIXTURE

SERVICE 8/15/12 NNMC-7 2 ELECTRICAL

B2JLLD
PLUM - LEAKY TOILET / CLOGGED SINK - BLDG 7, RM 
5341

URGENT 8/30/12 NNMC-7 3 PLUMBING

B2JM95 PLUM-CLOGGED TOILET URGENT 8/31/12 NNMC-7 3 PLUMBING
B2JLVW PLUM-WATER PRESSURE LOW AT FOUNTAINS SERVICE 8/31/12 NNMC-7 2 PLUMBING

B2JPRC
Perform Prevenative Maintenence on AHU#3 in the MER 
next to B-05

SERVICE 9/4/12 NNMC-7 2 HVAC

B2JPJP PLUM-CLOGGED TOILET URGENT 9/4/12 NNMC-7 3 PLUMBING
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B2JPZM
PLUM-B-7 ROOM # 6316 - TOILET NOT FLUSHING 
PROPERLY.

SERVICE 9/5/12 NNMC-7 PLUMBING

B2JPZS
PLUM-B-7 ROOM # 1483 AND 1484 - LOW WATER 
PRESSURE

URGENT 9/5/12 NNMC-7 PLUMBING

B2JR4S PLUM-B-7 ROOM # 6335 - CLOGGE DTOILET. SERVICE 9/5/12 NNMC-7 PLUMBING

B2JZNW
PLUM - eye wash station needs repaired - BLDG 7, RM 
1440

SERVICE 9/20/12 NNMC-7 2 PLUMBING

B2JZNV
PLUM - eye wash station needs repaired - BLDG 7, RM 
1440

URGENT 9/20/12 NNMC-7 3

B2K22S Locks- DCRO Hospital Security SERVICE 9/21/12 NNMC-7 4 LOCKS
B2K2HB OUTLETS IN ROOM NOT WORKING. URGENT 9/24/12 NNMC-7 3 ELECTRICAL

B2KBCF
REPAIR CURTAIN HEATING UNITS - Building #7 main 
entrance

SERVICE 10/4/12 NNMC-7 2 HVAC

B2KTS2 COLD CALL-B-7, RM-6326 SERVICE 10/17/12 NNMC-7 2 HVAC
B2LLYX Lights out, B-7, 3rd floor stariwell near room 3123 SERVICE 10/25/12 NNMC-7 2 ELECTRICAL

B2LT43
BKCT - REPLACE DAMAGED CEILING TILE - BLDG 1, RM 
3554

SERVICE 10/31/12 NNMC-7 2 LABOR

B2LT2Y PLUM - DRIPPING FAUCET - BLDG 7, RM 6305 SERVICE 10/31/12 NNMC-7 2 PLUMBING

B2LT6N Chemical smell coming through vents B-7 RM-4131 URGENT 10/31/12 NNMC-7 1

B2LWTP Cold Call, B-7, RMS-2117, 2119, 2120, 2121, 2123 SERVICE 11/5/12 NNMC-7 2 HVAC

B2LW3V
PART OF DOOR FELL OFF AND DANGLING BY WIRE B-7 
OFF RB BROWN DRIVE

URGENT 11/2/12 NNMC-7 1 REPAIR

B2M4FH Smell, B-7, Executive Medicine Clinic SERVICE 11/13/12 NNMC-7 2
B2M557 Lock- Dental Readiness SERVICE 11/14/12 NNMC-7 4
B2M4KJ Water leaking, B-7, RM-4117 URGENT 11/13/12 NNMC-7 3 PLUMBING
B2M4YF Door, B-7, Near RM-1187 SERVICE 11/14/12 NNMC-7 2 REPAIR

B2M54W
PLUM - CHANGE WATER FOUNTAIN FILTERS - BLDG 
Building 7:  Room 3138

SERVICE 11/14/12 NNMC-7 2 PLUMBING

B2M54Z
PLUM - CHANGE WATER FOUNTAIN FILTERS - Building 9: 
 Rooms 1201, 1245, 1530, and 1570

SERVICE 11/14/12 NNMC-7 2 PLUMBING

B2MPDB Steam Leak, B-7,Location level 2 AHU- 202 URGENT 11/19/12 NNMC-7 3
B2MRV3 Locks- Social Work SERVICE 11/21/12 NNMC-7 4 LOCKS

B2MRT5
DOOR LOCK BROKEN B-7 RM-1466 AUDIO VISUAL 
PRODUCTION RM-1035

URGENT 11/21/12 NNMC-7 1 LOCKS

B2MRC6 Water leaks, B-7, RMS-5316, 5328, 5319 URGENT 11/21/12 NNMC-7 3 PLUMBING

B2MSWY
KEY STICKING IN LOCK, NEEDS LOCKSMITH TO REPLACE 
TUMBLER

SERVICE 11/26/12 NNMC-7 2

B2N88R Smell, B-7, RM-4117 SERVICE 12/4/12 NNMC-7 2

B2N85N
BKLG - REPLACE  STAINED CEILING TILES - BLDG 7, RM 
4123

SERVICE 12/4/12 NNMC-7 2

B2N77G Door, B-7, RM-2017 SERVICE 12/3/12 NNMC-7 2 REPAIR
B2N7L7 Faucet, B-7, RM-1432 Infection Diesease SERVICE 12/3/12 NNMC-7 2 PLUMBING

B2N8M3 LIGHT OUT / SINK LEAKING - BLDG 7, RMS 1442, 1444 SERVICE 12/5/12 NNMC-7 2 ELECTRICAL

B2N99H Handyman-Key Box, B-7, RM-1184 SERVICE 12/6/12 NNMC-7 2

B2N95Z
HANDYMAN-NEED BROCHURE HOLDER MOUNTED B-7 
2ND FLOOR RM-2138

SERVICE 12/6/12 NNMC-7 1 REPAIR

B2N7K5 TOILET WON'T FLUSH - BLDG 7, RM 2128 SERVICE 12/3/12 NNMC-7 2 PLUMBING
B2N8DT Doors, B-7, Across  from Secruity SERVICE 12/5/12 NNMC-7 2 REPAIR
B2NH3W Ceiling Leak, B-7, RM-2112 URGENT 12/10/12 NNMC-7 3 PLUMBING

B2NJHN
Air Handler #1001, reconnect the Control Drive, Bldg 7, 
2nd flr

URGENT 12/12/12 NNMC-7 3 HVAC
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B2NJBX No power, B-7, RMs-1419, 1421, ,1423, 1425, 1427 URGENT 12/12/12 NNMC-7 3 ELECTRICAL

B2NHSV No power, B-7, RMs-1419, 1421, 1417,1423, 1425, 1427 URGENT 12/11/12 NNMC-7 3 ELECTRICAL

B2NHW5 Leak, B-7, RM-2112 Occupational Clinic 2nd floor URGENT 12/11/12 NNMC-7 3 PLUMBING
B2NNN3 Lock, B-7,stairwell near RM-3123 SERVICE 12/18/12 NNMC-7 2 LOCKS
B2NRBL SFHP - HANG 3 PICTURES - BLDG 7, RM 4104 SERVICE 12/20/12 NNMC-7 2 LABOR

B2NRR9
SFHP - MOUNT 2 WHITE BOARDS - BLDG 7, RM 1505, 
1533

SERVICE 12/21/12 NNMC-7 2 LABOR

B2NS9W CEILING LEAK  B-7 RM-1314 1ST FLOOR URGENT 12/26/12 NNMC-7 1 PLUMBING
B2638M HVAC- TOO COLD URGENT 1/3/12 NNMC-7 2 HVAC
B2645R HVAC - TOO COLD - BLDG 7, 1ST FLOOR HALLWAY URGENT 1/4/12 NNMC-7 2 HVAC
B265XB PLUG AND VENT B7 SERVICE 1/6/12 NNMC-7 1 REPAIR
B265FV FIXTURE B7 SERVICE 1/5/12 NNMC-7 1 REPAIR
B27BX3 GENM- DOOR AND PANEL B7 SERVICE 1/18/12 NNMC-7 1 REPAIR
B27C5G HVAC - NO HEAT - BLDG 7, 3101 LOBBY URGENT 1/18/12 NNMC-7 2 HVAC
B27FM3 HVAC- AHU 201 URGENT 1/19/12 NNMC-7 2 HVAC
B27FMJ HVAC- TOO COLD URGENT 1/19/12 NNMC-7 2 HVAC
B27FR5 ELEC- WIRES URGENT 1/19/12 NNMC-7 2 ELECTRICAL
B27HHR LOCK- DOOR HANDLE MISSING URGENT 1/23/12 NNMC-7 1 STRUCTURAL
B27HR4 PLUM- FAUCET URGENT 1/24/12 NNMC-7 2 PLUMBING
B27KLZ HVAC - TOO HOT - BLDG 7, RM 3102 URGENT 1/26/12 NNMC-7 2 HVAC
B27J27 ELEC - REPLACE LIGHT BULBS SERVICE 1/24/12 NNMC-7 1 ELECTRICAL
B27KKZ LOCK- 024 OCCUPATIONAL HEALTH SERVICE 1/26/12 NNMC-7 1 STRUCTURAL
B27LLP PLUM- URINAL NOT DRAINING URGENT 1/27/12 NNMC-7 1 STRUCTURAL
B27YL9 BKLG - LIGHTS OUT - BLDG 7, RM 1422C URGENT 2/7/12 NNMC-7 2 ELECTRICAL
B28FHV ELEC-POWER OUTAGE URGENT 2/13/12 NNMC-7 2 FCA_ELEC
B27YTD LOCK- 043 NUTRITION SERVICES SERVICE 2/7/12 NNMC-7 1 STRUCTURAL
B28LVD PLUM - CEILING LEAK - BLDG 7, RM 2110, HALLWAY URGENT 2/17/12 NNMC-7 2 PLUMBING
B28LR6 PLUM- CLOGGED SINK URGENT 2/17/12 NNMC-7 2 PLUMBING
B28PFK PLUM-CLOGGEDTOILET/FAUCET LEAK SERVICE 2/22/12 NNMC-7 1 PLUMBING

B292WW LOCK-CYPHER LOCK COMBINATION SERVICE 2/27/12 NNMC-7 1 LABOR ONLY

B2934Z GENM-HOLE IN WALL/PATCH/PAINT SERVICE 2/27/12 NNMC-7 1 REPAIR
B29RC3 GENM: GRAFFITTI REMOVAL URGENT 3/12/12 NNMC-7 2 LABOR
B29NLN PLUM - NO WATER - BLDG 7, RM 1483 SERVICE 3/8/12 NNMC-7 1 PLUMBING
B2B4HX PLUM - EMCOR ASSISTANCE - BLDG 7, 7TH FLOOR SERVICE 3/22/12 NNMC-7 1 LABOR
B2B4SR ELEC-REMOVAL OF ELECTRICAL WHIPS SERVICE 3/22/12 NNMC-7 1 ELECTRICAL
B2B4T3 GENM-PATCH HOLE IN WALL SERVICE 3/22/12 NNMC-7 1 REPAIR
B2B53N HVAC - Repair Leak URGENT 3/23/12 NNMC-7 1 HVAC
B2B74M BKLG-REPLACE BURNED OUT LIGHTS SERVICE 3/27/12 NNMC-7 2
B2B74N BKLG-REPLACE BURNED OUT LIGHTS SERVICE 3/27/12 NNMC-7 1 ELECTRICAL

B2BJW6
PLUM-WATER RUNNING CONTINOUSLY/REPLACE 
CARPET

URGENT 4/12/12 NNMC-7 2 PLUMBING

B2BNGR PLUM-REPAIR FAUCET LEAK SERVICE 4/23/12 NNMC-7 PLUMBING
B2BNSB ELCON-ELEVATOR MALFUNCTION URGENT 4/23/12 NNMC-7 2 CONVEYING

B2BNW7
BKLG - REPLACE CEILING TILE - BLDG 7, FRONT OF 
CONFERENCE RM 6236

SERVICE 4/24/12 NNMC-7 1 LABOR

B2BV5C
PLUM-REPAIR SINK CONTINOUSLY RUNNING B-7 ROOM 
# 4133

URGENT 5/1/12 NNMC-7 2 PLUMBING

B2BVDC ELEC-REPLACE LIGHT SWITCHES SERVICE 5/2/12 NNMC-7 1 ELECTRICAL
B2BVC5 HVAC-REPAIR AC LEAK B-7 ROOM # 1184 URGENT 5/2/12 NNMC-7 HVAC
B2BVSM Lock- 118 Infectious Disease SERVICE 5/2/12 NNMC-7 4 LOCKS
B2BXN7 PLUM - LEAKING SINK - BLDG 10, RM 7065 URGENT 5/4/12 NNMC-7 2 PLUMBING
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B2BXL5 HVAC-REPAIR PNEUMATIC THERMOSTAT B-7 1ST FLOOR URGENT 5/4/12 NNMC-7 2 HVAC

B2BXLL
GENM-REPAIR ELECTRONIC DOOR OPENER/REPAIR 
DOOR LATCH/REPLACE LIGHT B-7 ROOM # 7005 AND 
4114

URGENT 5/4/12 NNMC-7 2 REPAIR

B2CCXN PLUM - REPAIR/REPLACE FAUCET HANDLE URGENT 5/21/12 NNMC-7 3 PLUMBING

B2CFH4
ELEC- CHECK GENERATOR AND ATS FOR PROPER 
OPERATION

SERVICE 5/23/12 NNMC-7 4 ELECTRICAL

B2CKM6 HVAC-TOO HOT SERVICE 5/30/12 NNMC-7 4 HVAC
B2CL9N PLUM - BROKEN SINK FAUCET - BLDG 7, RM 5329 SERVICE 5/31/12 NNMC-7 2 PLUMBING

B2CL8S
GENM - exceeds Life Safety Regulations - Bldg 7 fire door 
1102

URGENT 5/31/12 NNMC-7 3 REPAIR

B2CLGF BKLG - FLICKERING LIGHT - BLDG 7, RM 3129 SERVICE 6/1/12 NNMC-7 2 ELECTRICAL

B2CM74
GENM-Bldg. 7, fire door 1102. One door only closes 
halfway; gap exceeds Life Safety Regulations.

URGENT 6/4/12 NNMC-7 3 REPAIR

B2CP9Y GENM-Bldg. 7, Rm. 6335. Toilet seat broken. SERVICE 6/8/12 NNMC-7 2 REPAIR
B2CTHW HVAC-B-7 ROOM # 1469B - AC NOT WORKING. URGENT 6/14/12 NNMC-7 3 HVAC

B2CVKZ LOCK - B-7 ROOM # 5337 - NEED CYPHER LOCK CODE URGENT 6/14/12 NNMC-7 3 LOCKS

B2CYRK
HVAC - WAY TOO HOT - SECURITY - BLDG 7, RMS 1180, 
1183

URGENT 6/21/12 NNMC-7 3 HVAC

B2DB37 GENM-REPLACE WINDOW BLINDS SERVICE 6/27/12 NNMC-7 1 REPAIR
B2DB4Z PLUM-CLOGGED URINAL SERVICE 6/27/12 NNMC-7 4 PLUMBING
B2D9K7 HVAC LEAKING URGENT 5/8/12 NNMC-7 3 HVAC

B2FM99
HVAC-Bldg. 7, Dispatch Center, 1st Floor. Area is too 
cold.

SERVICE 7/3/12 NNMC-7 2 HVAC

B2FGSH GENM-B-7 ROOM # 6325 - REPAIR WINDOW URGENT 7/2/12 NNMC-7 3 REPAIR

B2FW47 GENM-B-7 ROOM # 4103 - REPAIR LOOSE FRONT DOOR SERVICE 7/11/12 NNMC-7 2 REPAIR

B2FWFL
LOCKS-Bldg. 7, Rm. 3115. Lock takes a while to unlock. 
Please fix.

SERVICE 7/11/12 NNMC-7 2 LOCKS

B2G2ZX
HVAC-Bldg. 7, Rm. 6338 (bathroom inside room). 
Bathroom's HVAC system is creating suction that makes 
it difficult to open door from inside or out.

SERVICE 7/17/12 NNMC-7 2 HVAC

B2GKL7
PLUM-B-7 2ND FLOOR (HALLWAY) NEAR THE DENTEL 
READINESS AND OCCUPATIONAL MEDICINE CLINIC - 3 
BATHROOMS CLOGGED.

SERVICE 7/23/12 NNMC-7 2 PLUMBING

B2GLG3 PLUM - OVER FLOWING TOILET - BLDG 7, RM 4133 URGENT 7/24/12 NNMC-7 3 PLUMBING

B2HRSH
LOCK-B-7 ROOM # 1422A,1422D, 1418, 1446 - 
REPAIR/REPLACE LOCK MECHANISM.

SERVICE 8/21/12 NNMC-7 2 LOCKS

B2HR8X
PLUM-B-7 ROOM # INSIDE 5307 BATHROOM - REPAIR 
URINAL LEAK.

SERVICE 8/20/12 NNMC-7 2 PLUMBING

B2HRCV
PLUM-B-7 ROOM # 5334 - REPAIR CLOGGED TOILET 
(MALE RESTROOM)

URGENT 8/20/12 NNMC-7 3 PLUMBING

B2JH8G
HVAC - BLOWING WARM AIR - BLDG 10, 2109, 2110, 
2111

SERVICE 8/24/12 NNMC-7 2 HVAC

B2JHCF LOCK - DOOR MALFUNCTION - BLDG 7, RM 2106 SERVICE 8/24/12 NNMC-7 2 LOCKS

B2JHT3
HVAC - HUMID WITH MOLDY SMELL - BLDG 7, ENTIRE 
OCC MED CLINIC, 2ND FLOOR

URGENT 8/27/12 NNMC-7 3 HVAC

B2JVNS AFFIX SAFE TO WALL - BLDG 7, RM 2108 SERVICE 9/11/12 NNMC-7 2 LABOR
B2JYS6 HVAC- VAV box, B-7, RM 1525-07 SERVICE 9/19/12 NNMC-7 2 HVAC
B2JXZC ELEC - LIGHTS OUT - TOTALLY DARK - BLDG 7, 3101 URGENT 9/18/12 NNMC-7 3 ELECTRICAL
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B2JYNY Locks- Door not latching SERVICE 9/19/12 NNMC-7 4 LOCKS

B2K4TJ SINK & 2 TOILETS ARE OUT OF ORDER - BLDG 7, RM 1483 URGENT 9/27/12 NNMC-7 3 PLUMBING

B2K5CS Power out, B-7, RM-3118 URGENT 10/2/12 NNMC-7 3 ELECTRICAL

B2K5PT DOORS AIR CURTAIN HEATING UNIT REPAIR BLDG 7 SERVICE 10/2/12 NNMC-7 1

B2K6R5 CEILING LEAK BLDG 7 RM URGENT 10/3/12 NNMC-7 1 PLUMBING
B2K5PF COLD CALL - BLDG 7, ALL 3RD FLOOR URGENT 10/2/12 NNMC-7 3 HVAC

B2KHPY
POWER OUTAGE, B-7, RMS- 1419, 1421, 1423, 1425, 
AND 1427

URGENT 10/10/12 NNMC-7 3 ELECTRICAL

B2KHX8 LIGHT BULBS REPLACE BLDG 7 3RD FLOOR RM 3117 SERVICE 10/10/12 NNMC-7 1
B2KH5V COLD CALL BLDG 7 3RD FLOOR URGENT 10/9/12 NNMC-7 1
B2KLTJ ROOM TEMP TOO HIGH SERVICE 10/12/12 NNMC-7 2 HVAC
B2L2S2 Urinal not working, B-7, RM-2305 URGENT 10/19/12 NNMC-7 3 PLUMBING
B2LBZP COLD CALL- B-7, RM-1314 SERVICE 10/22/12 NNMC-7 2 HVAC
B2KX7G HOT CALL- B-7, RM- 3121 SERVICE 10/18/12 NNMC-7 2 HVAC
B2LC3B HOT CALL, B-7, RM-5337 SERVICE 10/22/12 NNMC-7 2 HVAC

B2NSHT
DOOR NOT CLOSING PROPERLY B-8 RM-1290 NCOIC 
OFFICE

SERVICE 12/27/12 NNMC-8 1 STRUCTURAL

B2MR2R Lights, B-8, Opathamology Clinic URGENT 11/20/12 NNMC-8 3 ELECTRICAL
B2NHVX Lights, B-8, RM-2211 SERVICE 12/11/12 NNMC-8 2 ELECTRICAL
B2NPC8 Lights, B-8, RM-3149D Worrior Clinic SERVICE 12/19/12 NNMC-8 2 ELECTRICAL
B2NRNN Light, B-8, RM-1311 Opthalmalogy Clinic SERVICE 12/21/12 NNMC-8 2 ELECTRICAL

B2LNJH
TOILET INOPERABLE B-8 RM-1776 ALSO NEED PAINT ON 
WALL BY RM 1711

URGENT 10/25/12 NNMC-8 1 PLUMBING

B2NKTR NO POWER TO OUTLETS B-8 5TH FLOOR RM-5101J SERVICE 12/14/12 NNMC-8 1 ELECTRICAL
B2M2LN HOT CALL B-8 5TH FLOOR URGENT 11/8/12 NNMC-8 1 HVAC
B2M3W5 Outlets, B-8, RM-6126 SERVICE 11/9/12 NNMC-8 2 ELECTRICAL

B2MNSF COLD CALL B-8 RM- 4TH FLOOR CONTACT FRONT DESK URGENT 11/16/12 NNMC-8 1 HVAC

B2NPCH Lights, B-8, Main Chapel SERVICE 12/19/12 NNMC-8 2 ELECTRICAL
B2NPCL Vents, B-8, Main Chapel SERVICE 12/19/12 NNMC-8 2 HVAC

B2KHKP COLD CALL - BLDG 8, RMS 1305, 1307, 1310, 1311, 1298 URGENT 10/10/12 NNMC-8 3 HVAC

B2M7PY COLD CALL B-8 RM-6124 URGENT 11/15/12 NNMC-8 1 HVAC
B2MRNZ COLD CALL B-8 RM 1329 MAIN CHAPEL URGENT 11/21/12 NNMC-8 1 HVAC
B2MS5M HOT CALL & LOW HUMIDITY B-8 RM-1770 & 1773 URGENT 11/23/12 NNMC-8 1 HVAC
B2MT24 HUMIDITY LEVEL TOO LOW B-8 RM-1770 & 1773 URGENT 11/27/12 NNMC-8 1 HVAC
B2MSVC COLD CALL B-8 OPTOMETRY CLINIC 1ST FLOOR URGENT 11/26/12 NNMC-8 1 HVAC
B2N56Z COLD CALL B-8 RM-4143 & 4144 URGENT 11/30/12 NNMC-8 1 HVAC
B2NHZ4 Hot Call, B-8, RM-1770. 1773 1st floor laser vision SERVICE 12/11/12 NNMC-8 2 HVAC
B2NLPW COLD CALL B-8 BASEMENT OPTOMETRY CLINIC URGENT 12/17/12 NNMC-8 1 HVAC

B2NLZT HOT CALL B-8 3RD FLOOR WOUNDED WARRIOR CLINIC URGENT 12/17/12 NNMC-8 1 HVAC

B2NSKG Hot call, B-9, RM-1644 Organ transplant & Surgery URGENT 12/27/12 NNMC-8 2 HVAC
B26656 ELEC- OUTLET SERVICE 1/6/12 NNMC-8 1 ELECTRICAL
B279ZP ELEC - EMCOR ASSISTANCE - BLDG 8, RM 6118 SERVICE 1/17/12 NNMC-8 1 LABOR
B27FV2 PLUM - Investigate Repair Leak URGENT 1/19/12 NNMC-8 1 PLUMBING

B27GPL SFHP-HANG 3  ITEMS - BLDG 8, RMS 1724, 1726, 1751 SERVICE 1/20/12 NNMC-8 1 LABOR

B27JSN LOCK- 017 OPTOMETRY SERVICE 1/25/12 NNMC-8 1 STRUCTURAL
B27NS3 LOCKS - Replace Lack SERVICE 1/30/12 NNMC-8 1 LOCKS
B27Y5Y PLUM - STEAM VALVE - BLDG 8, MER 3172 URGENT 2/6/12 NNMC-8 2 PLUMBING
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B27Y9Y LOCK- 036 WARRIOR CLINIC SERVICE 2/6/12 NNMC-8 1 STRUCTURAL
B27XM7 GENM - Repair Door Lock URGENT 2/3/12 NNMC-8 2 REPAIR
B28FM9 ELEC- INSTALL POWER OUTLET SERVICE 2/13/12 NNMC-8 1 FCA_ELEC
B28FMD SFHP- MOUNT TV SERVICE 2/13/12 NNMC-8 1 LABOR
B28KGM LOCKS - Need  Lock On Door URGENT 2/13/12 NNMC-8 2 LOCKS
B28KK4 LOCK- KEY IS NOT WORKING URGENT 2/14/12 NNMC-8 3 STRUCTURAL
B28KLB CARP - DROPS FOR COPIERS - BLDG 8, RM 2220 SERVICE 2/14/12 NNMC-8 1 STRUCTURAL
B28RCM LOCK-CIPHER LOCK REMOVED - BLDG 8, RM 1327 SERVICE 2/23/12 NNMC-8 1 LOCKS
B28R7R ELEC-CHANGE CIRCUIT URGENT 2/23/12 NNMC-8 2 ELECTRICAL
B28R3X PLUM - Toilet Clogged URGENT 2/22/12 NNMC-8 2 PLUMBING
B28RGS LOCK- REPAIR DOOR KNOB SERVICE 2/23/12 NNMC-8 1
B28RH4 PLUM - CLOGGED TOILET URGENT 2/23/12 NNMC-8 2 PLUMBING
B29B6M LOCK-OPEN/REPAIR LOCK URGENT 2/29/12 NNMC-8 2 LOCKS
B29DJR GENM-REPAIR/REPLACE DOOR SERVICE 3/2/12 NNMC-8 1 REPAIR
B29MC3 LOCK-REPAIR LOCK URGENT 3/6/12 NNMC-8 2 LOCKS
B29MDV LOCK-REPAIR LOCK SERVICE 3/6/12 NNMC-8 1
B29RH4 PLUM- CLOGGED TOILET URGENT 3/12/12 NNMC-8 2 PLUMBING
B29K3R ELEC-REPAIR/REPLACE POWER OUTLET URGENT 3/5/12 NNMC-8 2 ELECTRICAL
B29Z6S HVAC - TOO COLD - BLDG 8, WHOLE FLOOR URGENT 3/19/12 NNMC-8 2 HVAC
B2B693 GENM-REPAIR DOOR SERVICE 3/26/12 NNMC-8 1 REPAIR
B29ZNT GENM-REPAIR/REPLACE DOOR HANDLE SERVICE 3/20/12 NNMC-8 1 REPAIR
B29ZPC PTNG-REMOVE AND PAINT WALL SERVICE 3/20/12 NNMC-8 1 FCA_PAINT
B29ZPF PTNG-REMOVE AND PAINT WALL SERVICE 3/20/12 NNMC-8 1 FCA_PAINT
B2B29K PLUM-CLOGGED TOILET URGENT 3/21/12 NNMC-8 2 PLUMBING
B2B2KM LOCK-REPAIR/REPLACE DOOR LOCK SERVICE 3/21/12 NNMC-8 1 LOCKS
B2B2L8 ELEC-REPAIR LOOSE LIGHT FIXTURE SERVICE 3/21/12 NNMC-8 1 ELECTRICAL
B2B4Z4 GENM-REPAIR DOOR DOES NOT CLOSE SERVICE 3/23/12 NNMC-8 1 REPAIR
B2B7ZP LOCK- 106 PASTORAL CARE SERVICE 3/29/12 NNMC-8 1 STRUCTURAL
B2B8BR ELEC - Power Outage URGENT 3/29/12 NNMC-8 2 ELECTRICAL
B2BFDZ PLUM - CLOGGED TOILETS - BLDG 8, RM 1331 URGENT 4/6/12 NNMC-8 2 PLUMBING
B2BDD7 ELEC-REPAIR LIGHT SENSOR SERVICE 4/2/12 NNMC-8 1 ELECTRICAL
B2BP9R ELEC-POWER OUTAGE URGENT 4/24/12 NNMC-8 2 ELECTRICAL
B2BP7B Lock- 130 Deplyment Health Clinical Center SERVICE 4/24/12 NNMC-8 4 LOCKS
B2BSS6 HVAC-HOT TEMPERATURE URGENT 4/27/12 NNMC-8 2 HVAC
B2BRJC ELEC-REPAIR LIGHT FIXTURE/LEAK SERVICE 4/27/12 NNMC-8 1 ELECTRICAL
B2BSTV ELEC-REPAIR LAN OUTLET SERVICE 4/27/12 NNMC-8 1 ELECTRICAL

B2BYBF
HVAC-B-8 ROOM WHOLE 5TH FLOOR  ADJUST 
TEMPERATURE, CHECK FOR AIR HANDLERS AND 
THERMOSTAT PROPER OPERATION.

URGENT 5/7/12 NNMC-8 2 HVAC

B2C6S7 HVAC - TOO HOT - BLDG 8, RM 6109 URGENT 5/14/12 NNMC-8 2 HVAC

B2C6SN
LOCKS - DOORS LOCKS BEHIND - BLDG 19, ADJACENT TO 
2424

URGENT 5/14/12 NNMC-8 2 LOCKS

B2C5CK HVAC-B-8 ROOM # 2283 COLD TEMPERATURE/ URGENT 5/9/12 NNMC-8 2 HVAC

B2C737
ELEC - 14 LIGHTS OUT - BLDG 8, MEMORIAL 
AUDITORIUM

SERVICE 5/14/12 NNMC-8 1 ELECTRICAL

B2C742
HVAC - WAY TOO HOT - BLDG 8, RM 5131, WHOLE 
FLOOR

URGENT 5/14/12 NNMC-8 2 HVAC

B2CD9R Lock- Deployment Health Clinical Center SERVICE 5/21/12 NNMC-8 4 LOCKS

B2CK2X
HVAC - HOT AND HUMID - BLDG 8, 4TH FLOOR, 
PSYCHIATRY

URGENT 5/29/12 NNMC-8 3 HVAC

B2CM3G
PLUM-LEAKING ON 1ST FLR RIGHT BEFORE CLINIC, BLDG 
8

URGENT 6/1/12 NNMC-8 2 PLUMBING

B2FB57 ELEC - TRACE POWER SOURCE - BLDG 9, RM 0380 SERVICE 6/29/12 NNMC-8 2 ELECTRICAL



J-1502000-05 Historical Service Orders FY12
DEFENSE HEALTH AGENCY

236 of 322

Work 
Order

Description Sub Work Type Location Priority Failure Class
Reported 

Date

B2FNH2
PLUM-B-8 ROOM # 5123 - REPAIR TOILET NOT 
FLUSHING.

SERVICE 7/5/12 NNMC-8 2 PLUMBING

B2G5FS ELEC-B-8 ROOM # 2220 - RESTORE POWER URGENT 7/18/12 NNMC-8
B2G5FV ELEC-B-8 ROOM # 2299-22 - RESTORE POWER URGENT 7/18/12 NNMC-8 ELECTRICAL
B2GJ9F LOCK - PIN NOT WORKING - BLDG 8, RM 1319 SERVICE 7/19/12 NNMC-8 2 LOCKS

B2GLNM
PLUM - LEAKING TOILET - CONSTANTLY RUNNING - 
BLDG 8, RM 5123

SERVICE 7/24/12 NNMC-8 2 PLUMBING

B2GVDS
GENM- B-8 ROOM # 3137 - REPAIR DOOR DOES NOT 
CLOSE.

URGENT 7/31/12 NNMC-8 3 REPAIR

B2H5J9 GENM-B-8 ROOM # 2265 - REPAIR BROKEN DOOR. SERVICE 8/7/12 NNMC-8 REPAIR

B2H58X
LOCKS-B-8 ROOM # ROOF PENTHOUSE MECHANICAL 
ROOM - REPAIR BROKEN LOCK

SERVICE 8/6/12 NNMC-8 LOCKS

B2H6YB
BKLG/PLUM - LIGHTS OUT - BLDG 8, RMS 1775, 1776, 
1735

SERVICE 8/9/12 NNMC-8 2 PLUMBING

B2H639
ELEC-B-8 ROOM # 2225 - CALL BELL SYSTEM 
MALFUNCTIONING.

URGENT 8/8/12 NNMC-8 3 ELECTRICAL

B2HFBJ
HVAC-B-8 ROOM # OPTOMETRY CLINIC - COLD 
TEMPERATURE

URGENT 8/14/12 NNMC-8 3 HVAC

B2HCL6 PLUM-TOILET IS MAKING NOISE. SERVICE 8/13/12 NNMC-8 3 PLUMBING
B2JJSL ELEC-B-8 ROOM # 1230 - LIGHTS OUT. URGENT 8/28/12 NNMC-8 3 ELECTRICAL

B2JKBD
GENM - INSTALL CEILING MOUNT FOR PROJECTOR - 
BLDG 8, RM 1778

SERVICE 8/29/12 NNMC-8 2 LABOR

B2JKH4
ELEC - AUTO DOOR NOT CLOSING - BLDG 8, HALLWAY 
NEXT TO GALLEY

SERVICE 8/29/12 NNMC-8 2 ELECTRICAL

B2JWHR LOCK- Broken Mortise Lock, B-8, RM-3173 SERVICE 9/12/12 NNMC-8 2 LOCKS
B2JXKJ ELEC-Lights, B-8, Location Chapel SERVICE 9/17/12 NNMC-8 2 ELECTRICAL
B2JXBZ PLUM- Leaks, B-8, RM 3173/ 3172 SERVICE 9/14/12 NNMC-8 2 PLUMBING

B2JYZM
ELEC - DIMMER SWITCH NOT WORKING - BLDG 8, RM 
1770

URGENT 9/19/12 NNMC-8 3 ELECTRICAL

B2K4W3 ELEC- LIGHTS, B-8, 1st Deck, Chapel SERVICE 9/28/12 NNMC-8 2 ELECTRICAL
B2K54B NO POWER, B-8, RM-1233 URGENT 9/28/12 NNMC-8 3 ELECTRICAL

B2K4XB
COLD CALL - VERY COLD IN BLDG 8, ALL MEDICAL 
READINESS CLINIC

SERVICE 9/28/12 NNMC-8 2 HVAC

B2KJ6F ELEC - DOOR MAGNET NOT HOLDING - BLDG 8, RM 1700 URGENT 10/11/12 NNMC-8 3 ELECTRICAL

B2KM89
LOCK - CIPHER LOCK DOOR VERY DIFFICULT TO CLOSE - 
BLDG 8, RM 6109

SERVICE 10/16/12 NNMC-8 2 LOCKS

B2KTNX Lights / Bathroom, B-8, RMS-3017 & 3009 SERVICE 10/17/12 NNMC-8 2 ELECTRICAL
B2LC3Z Locks- Pastoral Care SERVICE 10/22/12 NNMC-8 4 LOCKS
B2LG78 REPAIR HOLES IN AHU B-8 MECH ROOM 2224 SERVICE 10/23/12 NNMC-8 1
B2M2GR AHU's, B-8, RM-2224, 3173 SERVICE 11/7/12 NNMC-8 2 HVAC

B2M2LR
HUMIDITY LEVEL TOO LOW FOR LASER VISION B-8 1ST 
FLOOR RM-1773 & 1770

URGENT 11/8/12 NNMC-8 1 HVAC

B2M2HX Locks- Change Cypher code SERVICE 11/7/12 NNMC-8 4 LOCKS
B2LZLX Cold Call, B-8, RM-1531 SERVICE 11/6/12 NNMC-8 2 HVAC
B2M33S Cold Call, B-8, Opthalmology Clinic URGENT 11/8/12 NNMC-8 3 HVAC
B26JFC ELEC - SWITCH OUT FIXTURES SERVICE 1/11/12 NNMC-8 1 ELECTRICAL
B27HBB GENM -DOOR REPAIR - BLDG 8, RM 3145 URGENT 1/23/12 NNMC-8 2 LABOR
B27HD4 GENM - DOOR REPAIR, BLDG 8, RM 3169C SERVICE 1/23/12 NNMC-8 1 LABOR
B27H8C ELEC - INSTALL OUTLET - BLDG 8, RM 5132 SERVICE 1/23/12 NNMC-8 1 ELECTRICAL
B27H95 GENM- REPLACE DOOR - BLDG 8, RM 3138 URGENT 1/23/12 NNMC-8 2 LABOR
B27KFZ ELEC - GFCI OUTLETS - BLDG 8 URGENT 1/26/12 NNMC-8 2 ELECTRICAL
B27LD3 ELEC-OUTLET REPAIR SERVICE 1/27/12 NNMC-8 1 ELECTRICAL
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B27PTP PTNG - PATCH AND PAINT HOLES - BLDG 8, RM 3139 SERVICE 1/31/12 NNMC-8 1 FCA_PAINT

B27R85 LOCK-029 MEDICAL READINESS SERVICES URGENT 1/31/12 NNMC-8 3 STRUCTURAL
B27R6B LOCK- 027 DHCC SERVICE 1/31/12 NNMC-8 1 STRUCTURAL

B27XS5 HVAC - BLOWING COLD AIR - BLDG 8, RM 1329, CHAPEL URGENT 2/3/12 NNMC-8 2 HVAC

B284GX GENM- MIRROR INSTALLMENT SERVICE 2/9/12 NNMC-8 1 LABOR ONLY
B28F94 GENM - LOCK REPAIR URGENT 2/13/12 NNMC-8 2 REPAIR
B28FK4 HVAC - TOO COLD - BLDG 8, MAIN CHAPEL URGENT 2/13/12 NNMC-8 2 HVAC
B28KNJ GENM- REPAIR/REPLACE DOOR HINGE SERVICE 2/15/12 NNMC-8 1 REPAIR
B28LBK ELEC- NEEDS POWER RECEPTACLE SERVICE 2/16/12 NNMC-8 1 ELECTRICAL
B28LBP PLUM-FAUCET LEAK SERVICE 2/16/12 NNMC-8 1 PLUMBING
B28NNJ GENM - REPAIR DOOR - BLDG 8, EXTERIOR DOOR SERVICE 2/21/12 NNMC-8 1 REPAIR
B28SFF ELEC - Replace Fluorescent Lights URGENT 2/24/12 NNMC-8 2 ELECTRICAL

B28SF8
ELEC-2  LIGHT ISSUES / 1 OTHER - BLDG 8 RMS 2203, 
2234, 2243

SERVICE 2/24/12 NNMC-8 1 ELECTRICAL

B28S8T ELEC-INSTALL ELECTRICAL OUTLET SERVICE 2/24/12 NNMC-8 1 ELECTRICAL
B28SFS ELEC-INSTALL POWER RECEPTACLE SERVICE 2/24/12 NNMC-8 1 ELECTRICAL
B2989K ELEC-POWER RECEPTACLE INSTALLATION SERVICE 2/28/12 NNMC-8 1 ELECTRICAL
B298FS LOCK -BROKEN LOCK - BLDG 8, RM 2255 SERVICE 2/28/12 NNMC-8 1 LOCKS

B29TYD
BKCT - REPACE CEILING TILE(S) - - BLDG 8, hallway 
outside room #6315

SERVICE 3/13/12 NNMC-8 1 LABOR

B29TZP BKLG-REPLACE CEILING LIGHTS URGENT 3/13/12 NNMC-8 2 ELECTRICAL
B29TMB PLUM-PIPE LEAK URGENT 3/13/12 NNMC-8 2 PLUMBING
B29MXG GENM-REMOUNT VISION PROJECTOR URGENT 3/7/12 NNMC-8 2 LABOR
B29VJX LOCK- 084 WARRIOR CLINIC SERVICE 3/14/12 NNMC-8 1 STRUCTURAL
B29N7F PLUM- HOT WATER NOT RUNNING URGENT 3/7/12 NNMC-8 2 PLUMBING
B29VXB GENM - STAIRWELL DOOR - BLDG 8, DOOR 3068 SERVICE 3/15/12 NNMC-8 1 REPAIR
B29XFD BKLG-REPAIR/REPLACE LIGHTS SERVICE 3/16/12 NNMC-8 1 ELECTRICAL
B29XFK PLUM-REPAIR SINK LEAK SERVICE 3/16/12 NNMC-8 1 PLUMBING
B2B8T9 PLUM-REPAIR CLOGGED TOILET URGENT 3/30/12 NNMC-8 2 PLUMBING
B2BLV9 LOCK - ACTIVATE LOCKS - BLDG 8, RM 5125 SERVICE 4/18/12 NNMC-8 1 LOCKS
B2BMM
W

ELEC - DEAD OUTLETS  - BLDG 8, AREA 5101 SERVICE 4/20/12 NNMC-8 1 ELECTRICAL

B2BMXR PLUM - EYEWASH STATION - BLDG 8, RM 1317 URGENT 4/20/12 NNMC-8 2 PLUMBING

B2C8BC
HVAC - REPAIR/REPLACE ROOF MOUNTED EF PMI 6934 - 
BLDG 8, ROOF

URGENT 5/16/12 NNMC-8 3 HVAC

B2C7RD
LOCKS - front exterior door will not lock - Bldg 8, 3rd 
floor, Warrior Clinic

URGENT 5/15/12 NNMC-8 3 LOCKS

B2C7TM GENM - REPLACE TOILET SEAT - BLDG 8, RM 2304 SERVICE 5/16/12 NNMC-8 2 PLUMBING
B2C83F HVAC-B-8 ROOM # 2283 REPAIR AIR DAMPERS URGENT 5/16/12 NNMC-8 3 HVAC

B2C866 HVAC - REPAIR SOURCE OF WATER - BLDG 8, RM 8001 URGENT 5/16/12 NNMC-8 3 HVAC

B2C86J HVAC-SUPPLY AIR VENT BLOWING FORCEFULLY URGENT 5/16/12 NNMC-8 3 HVAC

B2C82F
GENM - REPAIR PANIC HARDWARE ON STAIRWELL 
DOOR - BLDG 8, DOOR 6136A

URGENT 5/16/12 NNMC-8 3 LOCKS

B2CM5Y
PLUM-B-8 ROOM # 4136,4133,4159,4149,4131,2155 
SPRINKLER LEAK AND CEILING TILE REPLACEMENT

URGENT 6/4/12 NNMC-8 3 PLUMBING

B2CNJ2 ELEC - POWER OUTAGE - BLDG 8, RM 2243 URGENT 6/6/12 NNMC-8 3 ELECTRICAL
B2CMKR ELEC-B-8 ROOM # 5101 - POWER OUTAGE URGENT 6/5/12 NNMC-8 3 ELECTRICAL

B2CN6Z
HVAC-B-8 3RD FLOOR WARRIOR CLINIC - NO IN THE 
WHOLE CLINIC.

URGENT 6/6/12 NNMC-8 3 HVAC
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B2CPBL HVAC - TOO HOT - BLOWING HOT AIR - BLDG 8, RM 5103 URGENT 6/8/12 NNMC-8 3 HVAC

B2CRPB
HVAC-Bldg. 8, entire Optometry Clinic. A/C is not 
working.

URGENT 6/11/12 NNMC-8 3 HVAC

B2CNWL GENM- B-8 ROOM # 1390D - REPAIR DOOR LOCK SERVICE 6/7/12 NNMC-8 2 REPAIR
B2CSX4 SFHP - MOUNT 20 PICTURES - BLDG 8, RM 1290 SERVICE 6/13/12 NNMC-8 2 LABOR

B2DZMF SFHP - MOUNT DRY ERASE BOARD - BLDG 8, RM 5106 SERVICE 6/28/12 NNMC-8 2 LABOR

B2FVKS ELEC-POWER OUTAGE URGENT 5/22/12 NNMC-8 1 ELECTRICAL

B2FT3S
HVAC-Bldg. 8, Rm. 3132. Hot network closet (90 
degrees).

URGENT 7/9/12 NNMC-8 3 HVAC

B2FTWR
HVAC-Bldg. 8, Rm. 2298, Medical Readiness Deployment 
Center. Room smells strange, please check airflow of 
HVAC unit.

SERVICE 7/9/12 NNMC-8 2 HVAC

B2FV8B
B-8 ROOM # 
2180,2181,2250,2251,2252,2253,2254,2257,2268,2269,
2271,2273,2274 - REPLACE CORE IN NEW CYLINDERS

SERVICE 7/10/12 NNMC-8 2 HVAC

B2FZ3T
B-8 ROOM # 1ST FLOOR EYE CLINIC -HOT 
TEMPERATURE.

URGENT 7/16/12 NNMC-8 3 HVAC

B2FZ5T PLUM-B-8 ROOM # 1329D AND 2230 - CEILING LEAK. URGENT 7/16/12 NNMC-8 3 PLUMBING

B2GK6K HVAC - CEILING LEAK - BLDG 8 PENTHOUSE URGENT 7/20/12 NNMC-8 3 HVAC

B2GM84
HVAC - TOO COLD - PATIENT CARE AREA - BLDG 8, RM 
2288

URGENT 7/25/12 NNMC-8 3 HVAC

B2GXLH HVAC-B-8 ROOM # 2286 - COLD TEMPERATURE URGENT 8/2/12 NNMC-8 3 HVAC

B2GVMJ
PLUM-B-8 ACROSS ROOM # 5131 - INVESTIGATE MINOR 
LEAK AND MOLDS.

URGENT 8/1/12 NNMC-8 3 PLUMBING

B2GXNS LOCK - B-8 ROOM # 6111 - POP THE LOCK SERVICE 8/2/12 NNMC-8 2 LOCKS

B2H6HX
PLUM-B-8 ROOM # 1775 - REPAIR CLOGGED TOILET, B-8 
ROOM # 1747 - HOT TEMPERATURE, B-8 ROOM # 1750 - 
REPAIR POWER OUTLET.

URGENT 8/9/12 NNMC-8 3 PLUMBING

B2JCHW PTNG - PATCH & PAINT  - BLDG 8 - RMS 1730, 1731 SERVICE 8/23/12 NNMC-8 2 FCA_PAINT

B2J78D
LOCK - BROKEN LOCK - KEY WON'T TURN - BLDG 8, RM 
4006

SERVICE 8/23/12 NNMC-8 2 LOCKS

B2JL8B
HVAC - VENTS NOT WORKING - BLDG 8, 2286, 2298, 
2294, 2299,, 2289

URGENT 8/30/12 NNMC-8 3 HVAC

B2JLVJ GENM-B-8-RM-1317-Add new door closer to door SERVICE 8/31/12 NNMC-8 2 REPAIR

B2JM65 ELEC/PTNG-B-8-RM-2220-Relamp lights- patch and paint SERVICE 8/31/12 NNMC-8 2 FCA_PAINT

B2JM84 PLUM- LEAKING FAUCETS URGENT 8/31/12 NNMC-8 3 PLUMBING

B2K28T
ELEC - NO POWER TO 4 RECEPTACLES - BLDG 8, RM 
2203, 2211

URGENT 9/24/12 NNMC-8 3 ELECTRICAL

B2JZRS COLD CALL-B-8, RM-1327 URGENT 9/21/12 NNMC-8 3 HVAC
B2JZSP GENM-Door, B-8, RM1228 SERVICE 9/21/12 NNMC-8 2 REPAIR

B2K2YW
LIGHTS,REPLACE 4 LIGHT BULBS FOR A WEDDING BY THE 
ALTER

SERVICE 9/22/12 NNMC-8 2 ELECTRICAL

B2K9DD Locks-Hospital Security URGENT 10/4/12 NNMC-8 3 LOCKS

B2KFG2 REPLACE STRIKE PLATE ON DOOR - BLDG 8, RM 2267 SERVICE 10/9/12 NNMC-8 2 LOCKS

B2KFPJ
PLUM - SENSOR ON FAUCET NOT WORKING - BLDG 8, 
RM 4141

SERVICE 10/9/12 NNMC-8 2 PLUMBING

B2KFD3 FAUCET NOT WORKING, B-8, RM-6121 SERVICE 10/9/12 NNMC-8 2 PLUMBING
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B2KB4N NEEDS PAINTING AND CHIP REPAIR BLDG 8 RM3139 SERVICE 10/4/12 NNMC-8 1

B2KBCV
REPAIR CURTAIN HEATING UNITS - Building #8 main 
entrance

SERVICE 10/4/12 NNMC-8 2 HVAC

B2KB5X LEAKING AC  BLDG 8 RM 6124 URGENT 10/4/12 NNMC-8 1
B2KBCN POWER OUT, B-8, RM-5101 and 5112 URGENT 10/4/12 NNMC-8 3 ELECTRICAL
B2KK2M HOT CALL - BLDG 8, RM 1773 URGENT 10/12/12 NNMC-8 3 HVAC
B2KTRT COLD CALL- B-8, RM-6111 SERVICE 10/17/12 NNMC-8 2 HVAC
B2LHNG Gate valve, B-8, 3rd fl Mech room. URGENT 10/24/12 NNMC-8 3 PLUMBING
B2LHPK B-8, WOUNDED WARRIOR CLINIC URGENT 10/24/12 NNMC-8 3 HVAC
B2LHTJ COLD CALL B-8 RM-4TH FLOOR TOO COLD URGENT 10/24/12 NNMC-8 1

B2LR4L
B-8 Sidewalk Crosswalk Pad;  B-9 Crosswalk Pole , B-8 & 
9 , Location SwitchCrosswalk Warning Lights

URGENT 10/26/12 NNMC-8 3 REPAIR

B2LX4M HOT CALL, B-8, RM-5112 SERVICE 11/5/12 NNMC-8 2 HVAC
B2LT6S Paint, B-8, Hallway between rooms 3145 & 3148 SERVICE 10/31/12 NNMC-8 2 FCA_PAINT
B2LSVV Ceiling Tile, B-8, RM-1738 URGENT 10/31/12 NNMC-8 3 PLUMBING

B2LT5W
WINDOW SEAL LEAK AND AIR COMING THROUGH 
WINDOW B-8, 4TH FLOOR RM-4149

SERVICE 10/31/12 NNMC-8 1

B2LWRL Hot Call, B-8, RMs-6108, 6109 SERVICE 11/5/12 NNMC-8 2 HVAC
B2LWTH Lights, B-8, RMs-2189, 2195, 2202 SERVICE 11/5/12 NNMC-8 2 ELECTRICAL
B2M363 Power out, B-8, RM-4125 SERVICE 11/8/12 NNMC-8 2 ELECTRICAL

B2M53B
COLD CALL - PATIENT GROUP ROOMS - BLDG 8, RMS 
4125, 4143, 4144

URGENT 11/14/12 NNMC-8 3 HVAC

B2M53G
BKLG - REPLACE PINK BULB IN WAITING AREA - BLDG 8, 
RM 3136

SERVICE 11/14/12 NNMC-8 2 ELECTRICAL

B2MGBS PATCH & PAINT RM 3146 & RM:3169A SERVICE 11/15/12 NNMC-8 1 REPAIR
B2MNZR Locks- Core does not turn SERVICE 11/16/12 NNMC-8 4 LOCKS

B2MNJR
AIR FILTERS DIRTY & HEATING VALVE INOP B-8 
BASEMENT

URGENT 11/16/12 NNMC-8 1 REPAIR

B2MPK7
REPAIR HOT WATER HEAT PUMP B-8 PENTHOUSE 
MECH. ROOM

URGENT 11/19/12 NNMC-8 1 PLUMBING

B2MP4W Humity, B-8m RMs- 1770 & 1773 URGENT 11/19/12 NNMC-8 3 HVAC

B2MSN4 Cold Call, B-8, RM-1700 Optometery Clinic URGENT 11/26/12 NNMC-8 3 HVAC

B2NGLN
BKLG - REPLACE 3 FLOURECENTS - CHECK BALLAST - 
BLDG 8, RM 1317

SERVICE 12/7/12 NNMC-8 2 ELECTRICAL

B2NHZF Hot Call, B-8, RM-4143 SERVICE 12/11/12 NNMC-8 2 HVAC
B2NHZT Handyman-Window, B-8, RM-4143 SERVICE 12/11/12 NNMC-8 2

B2NMZJ
TEMPERATURE CONTROLS NEED REPROGRAMMED B-8 
OPTOMETRY

URGENT 12/18/12 NNMC-8 1 HVAC

B2NMBN SFHP - MOUNT TV BRACKET - BLDG 8, RM 6127 SERVICE 12/18/12 NNMC-8 2 LABOR

B2NLV2 Lights out & ceiling tiles coming down. b-8 rm-333c SERVICE 12/17/12 NNMC-8 1 REPAIR

B2NPCP Light, display case, Hallway near RM-1331 SERVICE 12/19/12 NNMC-8 2 LABOR
B2NNW
W

AUTO DOORS WON'T CLOSE - BLDG 8, RM 3137, 
WARRIOR CLINIC

SERVICE 12/19/12 NNMC-8 2 ELECTRICAL

B2NPCK
PEST - BAT IN HALLWAY - BLDG 8, RADIATION SAFETY, 
NEAR 5131

SERVICE 12/19/12 NNMC-8 2 PEST CONTROL

B2NT8C HOT WATER SUPPLY LINE B-8 SUMP BASEMENT URGENT 12/28/12 NNMC-8 1 PLUMBING
B2NSHB Ceiling leak, B-8, RM-3136 Warrior Clinic URGENT 12/27/12 NNMC-8 3 PLUMBING
B2644W LOCK - REPLACE CIPHER LOCK URGENT 1/4/12 NNMC-8 2
B2646B RPR CLOSURE ON GLASS DOOR B8 URGENT 1/4/12 NNMC-8 2 REPAIR
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B27C34 HVAC- TOO COLD URGENT 1/18/12 NNMC-8 2 HVAC
B27FPL COVER INSTALL/ PATCH AND PAINT B8 SERVICE 1/19/12 NNMC-8 1 REPAIR
B27R83 ELEC - Lights Out URGENT 1/31/12 NNMC-8 2 ELECTRICAL
B27R3X PLUM - Repair Leaking Backflow Preventer URGENT 1/31/12 NNMC-8 2 PLUMBING
B27VWB PLUM - CLOGGED SINK - BLDG 8, NEAR RM 3149 URGENT 2/1/12 NNMC-8 2 PLUMBING
B27ZFZ LOCK-045 PROSTATE DISEASE SERVICE 2/8/12 NNMC-8 1 STRUCTURAL
B28LYT GENM-REPAIR/REPLACE DOOR SERVICE 2/17/12 NNMC-8 1 REPAIR
B28LN7 ELEC-INSTALL ELECRICAL OUTLET SERVICE 2/16/12 NNMC-8 1 ELECTRICAL
B28LHN ELEC- NEEDS ELEC OUTLET COVER SERVICE 2/16/12 NNMC-8 1 ELECTRICAL
B28PHK ELEC-INSTALL POWER OUTLET SERVICE 2/22/12 NNMC-8 1 ELECTRICAL

B28PXR
PLUM - CLOGGED TOILET - BLDG 8, RM 4141 - STAFF 
RESTROOM

URGENT 2/22/12 NNMC-8 2 PLUMBING

B293FJ LOCK- 057 PRIMARY CARE DENTISTRY SERVICE 2/27/12 NNMC-8 1 STRUCTURAL
B29DLR PESTS - ANTS - BLDG 8, RM 1331 URGENT 3/2/12 NNMC-8 2 PEST CONTROL
B29DPB PLUM - CLOGGED TOILET - BLDG 8, RM 1775 URGENT 3/2/12 NNMC-8 2 PLUMBING
B29NS8 PTNG-PAINT WALL SERVICE 3/8/12 NNMC-8 1 FCA_PAINT
B29TTS HVAC - TOO HOT - BLDG 8, RMS 5101, 5107 URGENT 3/13/12 NNMC-8 2 HVAC

B2B4H7 PLUM - SHUT DOWN MAIN CHILLED WATER SUPPLY SERVICE 3/22/12 NNMC-8 1 LABOR

B2B7R6
BKLG - LIGHTS OUT - BLDG 8, BETWEEN 4TH AND 5TH 
FLOORS

SERVICE 3/28/12 NNMC-8 1 ELECTRICAL

B2B7BN HVAC-INSTALL DEHUMIDIFIERS URGENT 3/27/12 NNMC-8 2 HVAC
B2BJYW PLUM - CLOGGED TOILET - BLDG 8, RM 4142 URGENT 4/13/12 NNMC-8 2 PLUMBING
B2BJGN LOCK- 115 DHCC SERVICE 4/11/12 NNMC-8 1 STRUCTURAL
B2BJLC GENM-REPAIR DOOR AND CARPET SERVICE 4/12/12 NNMC-8 1 REPAIR

B2BJ8J ELEC - Replace Burnet Out Light  Bulb - Bldg 8 R6108 SERVICE 4/11/12 NNMC-8 1 ELECTRICAL

B2BVD3 PLUM-CLOGGED TOILET URGENT 5/2/12 NNMC-8 2 PLUMBING
B2BVCC PLUM- REPAIR CLOGGED TOILET URGENT 5/2/12 NNMC-8 PLUMBING
B2BY9H HVAC - TOO COLD - BLDG 8, RMS 6108, 6109 URGENT 5/7/12 NNMC-8 2 HVAC

B2CBTX
ELEC-B-8 ROOM # 1313 INSTALL LIGHTING CONTROL 
SYSTEM

SERVICE 5/18/12 NNMC-8 2 ELECTRICAL

B2CFSR
ELEC-B-8 ROOM # 1189 CORRIDOR - REPAIR PRIMATIC 
LIGHT LENS

URGENT 5/23/12 NNMC-8 3 ELECTRICAL

B2CFSZ GENM-B-9 ROOM # 0221 - INSTALL LOCK CORE URGENT 5/23/12 NNMC-8 2
B2CFT2 GENM-B-9 ROOM # 0221 - INSTALL LOCK CORE SERVICE 5/23/12 NNMC-8 2 HVAC

B2CLFY
HVAC - TOO HOT - NO AIRFLOW - BLDG 8, RMS 2173, 
2220

URGENT 6/1/12 NNMC-8 3 HVAC

B2CN7V
GENM-Bldg. 8, Opthamology, Rm. 1264 and 1256. Roll-
up screens need to be installed.

SERVICE 6/6/12 NNMC-8 2 REPAIR

B2CM78 GENM/PTNG - LOOSE RACK / REPLACE LIGHT COVER SERVICE 6/4/12 NNMC-8 2 FCA_PAINT

B2CP7D
GENM-Bldg. 8, 3rd Floor, Rm. 3137. Door is sticking after 
it's unlocked, takes significant finagling to open.

SERVICE 6/8/12 NNMC-8 2 REPAIR

B2CLZL GENM - DOOR WON'T UNLOCK - BLDG 8, RM 1700 URGENT 6/4/12 NNMC-8 3 LOCKS

B2CRRW
GENM - REPAIR OR REPLACE CHAIR #8 - BLDG 2, 
MEMORIAL AUDITORIUM

SERVICE 6/11/12 NNMC-8 2 MISC

B2CNRS HVAC- B-8 5TH FLOOR - COLD TEMPERATURE URGENT 6/7/12 NNMC-8 3 HVAC
B2CMCH HVAC-Bldg. 8, entire 6th floor. Very cold. URGENT 6/5/12 NNMC-8 3 HVAC
B2CMGG HVAC-Bldg. 8, Rm. 1250. A/C is not working. SERVICE 6/5/12 NNMC-8 2 HVAC

B2CVHZ GENM-Bldg. 8, Rm. 3148B. Ice-maker needs to be fixed. URGENT 6/14/12 NNMC-8 3 REPAIR
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B2CVHS
GENM-Bldg. 8, Hallway in lobby of Psychiatry Clinic, 4th 
Floor. Light fixtures need covers.

SERVICE 6/14/12 NNMC-8 2 REPAIR

B2CTRM
LOCK-Bldg. 8, Rm. 4156. Bathroom lock is not working. 
It's the only patient bathroom in the area.

URGENT 6/14/12 NNMC-8 3 LOCKS

B2CVC5
GENM-Bldg. 8, Rm. 4295. Marks on wall in room need to 
be painted-over.

SERVICE 6/14/12 NNMC-8 2 REPAIR

B2CYBZ
HVAC-B-8 ROOM # ENTIRE 6TH FLOOR - EXTREMELY 
HOT

URGENT 6/20/12 NNMC-8 3 HVAC

B2CYDD
HVAC - ADJUST TEMP - BLDG 8, RM 1329D (MAIN 
CHAPEL), 2243

SERVICE 6/21/12 NNMC-8 2 HVAC

B2CXNL Replace 2-1/2'' Chilled Water Valve, Bldg 8 SERVICE 6/20/12 NNMC-8 4 HVAC

B2CXPD
Assist contractor with chilled water shutdown.BLDG 8 
ROOM 3172 (MER)

SERVICE 6/20/12 NNMC-8 4 PLUMBING

B2CYT5 Lock- Preventive Medicine SERVICE 6/21/12 NNMC-8 4 LOCKS

B2CXPL PLUN - WATER FOUNTAIN - BLDG 8, HALLWAY BY 1700 SERVICE 6/20/12 NNMC-8 2 PLUMBING

B2CYCM SFHP - HANG SEVERAL PICTUIRES - BLDG 8, RM 1329D SERVICE 6/20/12 NNMC-8 2 LABOR

B2D3WK HVAC - TOO HOT - CPDR, BLDG 8, RM 6118 URGENT 6/22/12 NNMC-8 3 HVAC

B2D9KN ELEC - REPLACE 3 CEILING FIXTURES - BLDG 8, RM 1329D SERVICE 6/26/12 NNMC-8 2 ELECTRICAL

B2D9KS SFHP - HANG 8 PICTURES - BLDG 8, RM 1329D SERVICE 6/26/12 NNMC-8 2 LABOR

B2FM2V
GENM-Bldg. 8, Rm. 4147. Window's latches have 
completely fallen off, unable to close and secure.

SERVICE 7/3/12 NNMC-8 4 REPAIR

B2FS4Z PLUM - CLOGGED TOILET - BLDG 8, RM 2241 URGENT 7/6/12 NNMC-8 3 PLUMBING
B2FGVC HVAC-B-8 ROOM # 3RD FLOOR WARRIOR CLINIC URGENT 7/2/12 NNMC-8 3 HVAC

B2FLDY
GENM-B-8 ROOM # 4147 - SECURE WINDOWS USING 
KEYS

SERVICE 7/2/12 NNMC-8 2 REPAIR

B2FM9P
HVAC-B-8 ROOM # 2220 - NO AIR COMING OUT FROM 
THE VENT.

URGENT 7/3/12 NNMC-8 3 HVAC

B2FW7J
hvac b-1 room # 1st floor opthamology clinic - warm 
temperature

URGENT 7/11/12 NNMC-8 3 HVAC

B2FX5Z
HVAC-B-8 ROOM # 2ND FLOOR DEPLOYMENT HEALTH 
CLINIC UNDER MEDICAL READINESS - CHECK VAV AND 
HVAC

URGENT 7/12/12 NNMC-8 3 HVAC

B2G5HK
ELEC - BLOWN FUSE / PATCH & PAINT - BLDG 8, RM 
1702, 1778

SERVICE 7/18/12 NNMC-8 2 FCA_PAINT

B2G5B8
ELEC-Bldg. 8, Rm. 6118. Check outlet in room for 
purpose of plugging-in Ultra Freezer for Hospital 
Urology.

URGENT 7/18/12 NNMC-8 3 ELECTRICAL

B2GKM4
B-8 ROOM # FRONT DESK 4124 - REPAIR CEILING 
LEAK/REPLACE TILES.

URGENT 7/23/12 NNMC-8 3 PLUMBING

B2GTGV
HVAC-B-8 WHOLE 4TH FLOOR PSYCHIATRIC WARD  - 
COLD TEMPERATURE.

URGENT 7/31/12 NNMC-8 3 HVAC

B2GSXY
LOCK - BROKEN LOCK - BLDG 8, RM UNISEX RESTROOM 
NEAR 4150

URGENT 7/30/12 NNMC-8 3 LOCKS

B2GXPY ELEC-B-8 ROOM # 2ND FLOOR 2236 - POWER OUTAGE URGENT 8/2/12 NNMC-8 3 ELECTRICAL

B2GY26 ELEC-POWER IS RUNNING OFF BATTERY URGENT 4/30/12 NNMC-8 1 ELECTRICAL

B2H4RY
HVAC-B-8 ROOM # 3RD FLOOR ENTIRE WARRIOR CLINIC- 
HOT TEMPERATURE

URGENT 8/6/12 NNMC-8 3 HVAC
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B2HR5C
PLUM-B-8 ROOM # OPTHAMOLOGY CLINIC 1ST FLOOR - 
SEWAGE SMELL

URGENT 8/20/12 NNMC-8 3 PLUMBING

B2HVDL Locks- Dental Readiness URGENT 8/22/12 NNMC-8 3 LOCKS
B2HV3X PLUM - CLOGGED TOILETS - BLDG 8, RMS 2225,2224 URGENT 8/22/12 NNMC-8 3 PLUMBING
B2HV8J ELEC - POWER OUTAGE - BLDG 8, RM 5108 URGENT 8/22/12 NNMC-8 3 ELECTRICAL
B2HRHS PLUM-TOILET CLOGGED URGENT 8/20/12 NNMC-8 3 PLUMBING

B2HR8H
HVAC-B-8 ROOM # WHOLE CLINIC 
OPTOMETRY/REFRACTIVE SURGERY CLINIC 1ST FLOOR - 
HOT TEMPERATURE.

URGENT 8/20/12 NNMC-8 3 HVAC

B2HV5M PLUM-B-8 ROOM # 5122 - REPAIR TOILET NOT FLUSHING SERVICE 8/22/12 NNMC-8 2 PLUMBING

B2JHFG LOCK - Repair the locking mechanism - BLDG 8, RM 2552 SERVICE 8/24/12 NNMC-8 2 LOCKS

B2JHVC PLUM - REPLACE BROKEN TOILET SEAT - BLDG 8, 1776 SERVICE 8/27/12 NNMC-8 2 LABOR

B2JTYK
ELEC - REPAIR OUTLET - SAFETY HAZARD - BLDG 8, 
HALLWAY NEAR 3168

URGENT 9/10/12 NNMC-8 3 ELECTRICAL

B2JX2R COLD CALL - BLDG 8, RM 1265, 1237 (VERY COLD) URGENT 9/14/12 NNMC-8 3 HVAC
B2JYB3 HOT CALL - BLOWING HOT AIR - BLDG 8, RM 6118 URGENT 9/18/12 NNMC-8 3 HVAC
B2K2SP COLD CALL/ GENM- DOOR, B-8, RM-1298 SERVICE 9/25/12 NNMC-8 2 HVAC
B2K4R3 PLUM - CLOGGED TOILET - BLDG 8, RM 1875 SERVICE 9/27/12 NNMC-8 2 PLUMBING
B2K5N6 CEILING LEAK, B-8, RM-6114 URGENT 10/2/12 NNMC-8 3 PLUMBING

B2K5R4 DOORS AIR CURTAIN HEATING UNIT REPAIR BLDG 8 SERVICE 10/2/12 NNMC-8 1

B2KH9H CEILING IS LEAKING AND CEILING TILE HAS FALLEN URGENT 10/3/12 NNMC-8 3 PLUMBING
B2KK83 Hot Call, B-8, RM-1770 URGENT 10/15/12 NNMC-8 3 HVAC
B2KLWG SINK NOT WORKING, B-8, RM-4141 SERVICE 10/15/12 NNMC-8 2 PLUMBING
B2L2NX PTNG - PATCH & PAINT - BLDG 8, RM 5135 SERVICE 10/19/12 NNMC-8 2 FCA_PAINT
B2KXZY REPLACE THERMOSTAT - BLDG 8, RM 5130 SERVICE 10/18/12 NNMC-8 2 HVAC
B2KXPW LIGHTS OUT, B-8, MAIN CHAPEL SERVICE 10/18/12 NNMC-8 2 ELECTRICAL
B2LTNC Power lost, B-9, RM 2317 URGENT 11/1/12 NNMC-9 3 ELECTRICAL
B2NR7Y POWER OUTAGE - OUTLETS - BLDG 9, RM 2425 URGENT 12/20/12 NNMC-9 3 ELECTRICAL

B2NRJN
Steam collecting  in room with Johnson Controls 
electronics - BLDG 9, RM 0850

URGENT 12/20/12 NNMC-9 3 HVAC

B2N872
Damper Repair, B-9, Basement, 1st RMs-0261, 0314B, 
0314, 0345, 1677, 1678, 1661A

SERVICE 12/4/12 NNMC-9 2 HVAC

B2N875 Damper Repair, B-10, RM-6137 SERVICE 12/4/12 NNMC-9 2 HVAC
B2LTWW Lock, B-9, across from RM-2793 SERVICE 11/1/12 NNMC-9 2 LOCKS
B2MPXL Locks- CDO/ SPD SERVICE 11/20/12 NNMC-9 4 LOCKS

B2N5GZ
PATCH N PAINT DOOR # 2555, 2577, 2595 & RUBBER 
STOPPER AT DOOR #2577 HOSPITAL DENTISTRY SIDE. B-
9

SERVICE 11/30/12 NNMC-9 1 STRUCTURAL

B2N85M
DOORS TO MOR NOT RESPONDING TO PUSH BUTTON 
OPENER

URGENT 12/4/12 NNMC-9 3 STRUCTURAL

B2NTLT DOOR B-9 RM-3126 & 2453 SERVICE 12/28/12 NNMC-9 1 STRUCTURAL
B2NTCW DOOR KNOB STUCK B-9 BASEMENT GALLEY 0324 SERVICE 12/28/12 NNMC-9 1 LOCKS

B2NTK5 FRONT DOOR NOT CLOSING B-9 3RD FLOOR RM-3700 URGENT 12/28/12 NNMC-9 1 STRUCTURAL

B2NTSB MAGNETIC DOORS NOT LOCKING B-9 ENTIRE O.R. -AH URGENT 12/28/12 NNMC-9 1 STRUCTURAL

B2MPCK Drain, B-9, RM-0220 SERVICE 11/19/12 NNMC-9 2 PLUMBING

B2NK26
TOILET OVERFLOWING B-9 2ND FLOOR PROCEDURE SIDE 
RM-2752 UROLOGY

URGENT 12/13/12 NNMC-9 1 PLUMBING
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B2NR7V REPAIR WASTE WATER DRAIN B-9 RM-3586 & 3611 SERVICE 12/20/12 NNMC-9 1 PLUMBING
B2LT3L Restore proper operation to fan coil units. B-9 SERVICE 10/31/12 NNMC-9 1 HVAC
B2MRBY LEAK B-9 BASEMENT RM-0817 SERVICE 11/21/12 NNMC-9 1 PLUMBING

B2NSHD SINK FAUCET APART IN MENS RESTROOM B-9 RM-2202 SERVICE 12/27/12 NNMC-9 1 PLUMBING

B2NS2G Faucet, B-9, RM-2228 SERVICE 12/26/12 NNMC-9 2 PLUMBING
B2MRVH Toilet, B-9, RM-2216 URGENT 11/21/12 NNMC-9 3 PLUMBING

B2MNLM Toilet, B-9, RM-1250 SERVICE 11/16/12 NNMC-9 2 PLUMBING

B2MPWY SINK, B-9, RM-3018 URGENT 11/20/12 NNMC-9 3 PLUMBING

B2N7WN Ceiling Tile, B-9, RM-1395A SERVICE 12/4/12 NNMC-9 2 PLUMBING

B2NJTY LEAK B-9 RM-0219A URGENT 12/13/12 NNMC-9 1 PLUMBING

B2NK2S STERILIZER AUTOCLAVE LEAKING B-9 RM-3134 MAIN OR URGENT 12/13/12 NNMC-9 1 PLUMBING

B2NRDR
LOW PRESSURE ON 4 WATER FOUNTAINS - NEAR 1245, 
1210

SERVICE 12/20/12 NNMC-9 2 PLUMBING

B2NS3R FLOOR SINK DRAIN CLOGGED B-9 RM-3664 3RD FLOOR URGENT 12/26/12 NNMC-9 1 PLUMBING

B2NS92
CEILING LEAK IN WAITING AREA B-9 PHARMACY 2ND 
FLOOR

URGENT 12/26/12 NNMC-9 1 PLUMBING

B2NSBF
SINK NOT TURNING OFF B-9 2ND FLOOR PHARMACY RM-
2315

URGENT 12/26/12 NNMC-9 1 PLUMBING

B2NTKK TOILET CLOGGED B-9 1ST FLOOR RIGHT BY ESCALATORS URGENT 12/28/12 NNMC-9 1 PLUMBING

B2NTS9 SINK OVER FLOWING B-9 RM-2288 -AH URGENT 12/27/12 NNMC-9 1 PLUMBING

B2N877
ICE MACHINE NOT DRAINING - NEEDS FILTER CHANGED - 
BLDG 9, RM 3549

URGENT 12/4/12 NNMC-9 3 APPLIANCE

B2NSH9 BROKEN KEY IN LOCK B-9 RM-0324 SERVICE 12/27/12 NNMC-9 1 LOCKS
B2NMBG Call Light, B-9, RM-3416, ICU SERVICE 12/18/12 NNMC-9 2 ELECTRICAL
B2N2WB Lights, B-9, RM-3233 Stone Center SERVICE 11/29/12 NNMC-9 2 ELECTRICAL
B2NJB7 Lights, B-9, RM-1605 Nephorology clinic SERVICE 12/12/12 NNMC-9 2 ELECTRICAL

B2NPBV Lights, B-9, RM-1362 mens restroom Gastrology Clinic SERVICE 12/19/12 NNMC-9 2 ELECTRICAL

B2M46G LIGHT BULBS OUT B-9 RM-1841 SERVICE 11/13/12 NNMC-9 1 ELECTRICAL
B2MVLH NEED TWO LIGHT BULBS B-9A RM-2106 SERVICE 11/28/12 NNMC-9 1 ELECTRICAL

B2N7K2
Lights/ patch and paint / corner protectors, B-9, RM-
2355

SERVICE 12/3/12 NNMC-9 2 ELECTRICAL

B2NJKP Relamp, Bldg 9, Room 3105, APU SERVICE 12/12/12 NNMC-9 2 ELECTRICAL

B2NKXT
LIGHT FIXTURE KEEPS SWAYING B-9 3RD FLOOR RM-OR4 
3525

SERVICE 12/14/12 NNMC-9 1 ELECTRICAL

B2NKHX Restore lights, B-9, 3rd Floor, West side SERVICE 12/13/12 NNMC-9 2 ELECTRICAL
B2NLRJ Lights, B-9, RM-2303, Pharmacy SERVICE 12/17/12 NNMC-9 2 ELECTRICAL
B2NRZ2 LIGHT OUT B-9 RM-1321 SERVICE 12/26/12 NNMC-9 1 ELECTRICAL
B2NJ5J Mice in Dispatch Center, Bldg 7, RM 1174 SERVICE 12/11/12 NNMC-9 1 PEST CONTROL

B2NMDV BROKEN DOOR HANDLE B-9 RM-0224 & 0215 URGENT 12/18/12 NNMC-9 1 FCA_OTHER

B2NK3W LEAKING COPPER LINE B-9 RM-0271-09 URGENT 12/13/12 NNMC-9 1 PLUMBING
B2NNKG CEILING LEAK B-9 RM-0215 CAGE URGENT 12/18/12 NNMC-9 1 PLUMBING
B2NSB3 Ceiling Leak, B-9, Gastro Clinic URGENT 12/26/12 NNMC-9 3 PLUMBING
B2NTSM WATER LEAK B-9 RM-0221 -AH URGENT 12/27/12 NNMC-9 1 PLUMBING
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B2NGWH Outlet, B-9, RM-3560 Womens locker SERVICE 12/7/12 NNMC-9 2 ELECTRICAL

B2NKSZ POWER TO OUTLETS NOT WORKING B-9A RM-2106 SERVICE 12/14/12 NNMC-9 1 ELECTRICAL

B2M2S8 PHARMACY PNEUMATIC TUBES DOWN B-9 RM-2315 URGENT 11/8/12 NNMC-9 1 HVAC

B2M472 OUTLETS INOP B-9 RM-0729 URGENT 11/13/12 NNMC-9 1 ELECTRICAL

B2NKBB
TOO WARM WALK IN REFRIDGERATOR RM 0380 WALK 
IN BOX 0381 B-9

URGENT 12/13/12 NNMC-9 1 HVAC

B2HTHN
GENM-B-9 ROOM # 2747B - REPAIR TOILET SEAT,ROOM 
# CLOSE TO 2736 DOOR NEEDS MAGNET

SERVICE 8/21/12 NNMC-9 2 ELECTRICAL

B2NNN6 CEILING TILES B-9 RM-0310, 0315, 0309, 0380 SERVICE 12/18/12 NNMC-9 1 FCA_STRU

B2N7PG
DAMAGED LIGHT SWITCH - OCCASIONAL SPARKS- BLDG 
9, RM 3119

URGENT 12/3/12 NNMC-9 3 ELECTRICAL

B2LW4J COLD CALL B-9 RM-3235 URGENT 11/2/12 NNMC-9 1 HVAC

B2M4X4
COLD CALL B-9 RM-E HEALTH AREA 
GASTROENTEROLOGY CLINIC

SERVICE 11/14/12 NNMC-9 1 HVAC

B2MSF8 COLD CALL B-9 BASEMENT PATHOLOGY DEPT 0760 URGENT 11/26/12 NNMC-9 1 HVAC
B2MT8R HOT CALL B-9 RM-3123 URGENT 11/27/12 NNMC-9 1 HVAC
B2N85L Hot Call, B-9, RM-0303 SERVICE 12/4/12 NNMC-9 2 HVAC
B2N8CM COLD CALL - ALL GASTROENT - BLDG 9, 1ST FLOOR URGENT 12/5/12 NNMC-9 3 HVAC

B2N935
HOT CALL - SMALL ROOM WITH SEVERAL FREEZERS - 
BLDG 9, RM 1644

URGENT 12/6/12 NNMC-9 3 HVAC

B2N8LD Cold Call, B-9, RM1598 Neupherology Clinic SERVICE 12/5/12 NNMC-9 2 HVAC
B2NGRM Cold Call, B-9, RM-3557 and nurse station SERVICE 12/7/12 NNMC-9 2 HVAC
B2NJ35 Cold Call, B-9, RM-4143 URGENT 12/11/12 NNMC-9 3 HVAC
B2NJ44 Hot Call, B-9, RM-1304A SERVICE 12/11/12 NNMC-9 2 HVAC
B2NKN6 COLD CALL B-9 3RD FLOOR RM-3627 URGENT 12/14/12 NNMC-9 1 HVAC

B2NK4B
HOT CALL B-9 2ND FLOOR OUTPATIENT PHARMACY RM 
2300

URGENT 12/13/12 NNMC-9 1 HVAC

B2NRC7 COLD CALL - BLDG 9 PHARMACY, RM 2425 SERVICE 12/20/12 NNMC-9 2 HVAC
B2NRMR Cold Call, B-9, RM-2670 Hospital Denistry SERVICE 12/21/12 NNMC-9 2 HVAC
B2NRS8 A/C IS NOT WORKING.,NNMC-9, RM 2303 URGENT 12/20/12 NNMC-9 3 HVAC
B2NSPG HUMIDITY IS VERY LOW,B-9,RMS 3133, URGENT 12/26/12 NNMC-9 3 HVAC
B2NTNG HOT CALL B-9 3RD FLOOR RM-3026 URGENT 12/31/12 NNMC-9 1 HVAC

B2NTRT COLD CALL B-9 RM-2340 2ND FLOOR & 1507 1ST FLOOR SERVICE 12/31/12 NNMC-9 1 HVAC

B2NTSC ROOM TEMPERATURE TOO HIGH B-9 RM-0212A -AH SERVICE 12/28/12 NNMC-9 1 HVAC

B2NMG8 REPLACE CEILING TILES - BLDG 9, RMS 0314, 0315, 0330 URGENT 12/18/12 NNMC-9 3 STRUCTURAL

B2N8V8 Pheumatic tube, B-9, RM-0220 Location MER SERVICE 12/5/12 NNMC-9 2 HVAC

B2NNWV Pnuematic Tube, B-9, RM-2315-Pharmacy URGENT 12/19/12 NNMC-9 3 HVAC

B2N89Z Exit sign,B-9, West Corridor by PICU SERVICE 12/4/12 NNMC-9 2 ELECTRICAL
B263PB LOCKS - Locking Mechanism URGENT 1/3/12 NNMC-9 2 LOCKS
B26635 HVAC - TOO COLD - BLDG 9, RM 2765 URGENT 1/6/12 NNMC-9 2 HVAC
B2657N HVAC- THERMOSTAT URGENT 1/5/12 NNMC-9 2 HVAC
B2657X ELEC- LIGHT OUT B9 URGENT 1/5/12 NNMC-9 2 ELECTRICAL
B2658K BKCT- INSTALL CEILING TILE B9 SERVICE 1/5/12 NNMC-9 1 REPAIR
B26GDZ PLUM - Leak URGENT 1/9/12 NNMC-9 2 PLUMBING
B26GDG HVAC - WAY TOO COLD - BLDG 9, RM 2309 URGENT 1/9/12 NNMC-9 2 HVAC
B26GFT PLUM - NO COLD WATER - BLDG 9, RMS 1645, 1646 URGENT 1/9/12 NNMC-9 2 PLUMBING
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B26GJW ELEC - LIGHTS OUT - BLDG 9, RM 3231 URGENT 1/9/12 NNMC-9 2 ELECTRICAL
B2666T GENM- SQUEAKY DOOR URGENT 1/6/12 NNMC-9 1 REPAIR
B266B8 HVAC- TOO COLD URGENT 1/6/12 NNMC-9 2 HVAC
B2792W HVAC - Too Cold URGENT 1/13/12 NNMC-9 2 HVAC
B2792X ELEC - Investigate Repair/Replace power outlets URGENT 1/13/12 NNMC-9 2 ELECTRICAL

B279WC
PLUM - CEILING AIR LEAK - BLDG 9, BETWEEN 2334, 
2335

SERVICE 1/17/12 NNMC-9 1 PLUMBING

B27B2C HVAC - PNEUMATIC SYS DOWN - BLDG 9, RM 2319 URGENT 1/17/12 NNMC-9 2 HVAC
B279Y4 ELEC-NO POWER TO OUTLET SERVICE 1/17/12 NNMC-9 1 ELECTRICAL
B27B2V GENM-CEILING B9 SERVICE 1/17/12 NNMC-9 1 REPAIR

B27B62 FIRE- FIX FIRE EXTINGUISHER CASE B9 URGENT 1/17/12 NNMC-9 2 FIRE EQUIPMENT

B27G48 GENM- TOILET SEAT B9 URGENT 1/20/12 NNMC-9 2 REPAIR
B27FLZ GENM - Reattached urinal Partition SERVICE 1/19/12 NNMC-9 1 REPAIR
B27FRX HVAC - Too Cold URGENT 1/19/12 NNMC-9 2 HVAC
B27FTC GENM - Repair/Replace carpet strip URGENT 1/19/12 NNMC-9 2 REPAIR
B27FKY LOCK-LOCK REPAIRS SERVICE 1/19/12 NNMC-9 1 REPAIR
B27G2Z PLUM - CLOGGED WATER FOUNTAIN - BLDG 9 SERVICE 1/20/12 NNMC-9 1 PLUMBING
B27JSX GENM - Repipe Room SERVICE 1/25/12 NNMC-9 1 PLUMBING
B27JZ9 ELEC - Lights Out SERVICE 1/25/12 NNMC-9 1
B27HMR PTNG - PATCH AND PAINT - BLDG 9 SERVICE 1/24/12 NNMC-9 1 FCA_PAINT
B27HNK ELEC - REINSTALL CLOCK - BLDG 9, RM 3412 SERVICE 1/24/12 NNMC-9 1 REPAIR
B27HWB LOCK- 013 OBSTETRICS CLINIC SERVICE 1/24/12 NNMC-9 1 STRUCTURAL
B27HTD LOCK - CHANGE OUT LOCK - BLDG 9, RM 1596 URGENT 1/24/12 NNMC-9 2 LOCKS

B27HWV FIRE- SPRINKLER HEAD COLLAR URGENT 1/24/12 NNMC-9 2 FIRE EQUIPMENT

B27HX8 GENM- DOOR SERVICE 1/24/12 NNMC-9 1 REPAIR
B27JLD HVAC - TOO COLD - BLDG 9, RM 2787 URGENT 1/25/12 NNMC-9 2 HVAC
B27J44 LOCK- 014 PICU SERVICE 1/24/12 NNMC-9 1 STRUCTURAL
B27J4B LOCK- 015 PICU SERVICE 1/24/12 NNMC-9 1 STRUCTURAL
B27KHY LOCK- 022 OB/GYN SERVICE 1/26/12 NNMC-9 1 STRUCTURAL
B27KK9 LOCK- 023 OB/GYN SERVICE 1/26/12 NNMC-9 1 STRUCTURAL
B27K8V GENM - Replace Door Closer URGENT 1/26/12 NNMC-9 2 LOCKS
B27WV8 PLUM - Sink Clogged URGENT 2/2/12 NNMC-9 2 PLUMBING
B27Y9Z LOCK- 037 RADIOLOGY SERVICE 2/6/12 NNMC-9 1 STRUCTURAL
B27XGG HVAC - PNEUMATIC AIR LINES - BLDG 9, RM 1436 SERVICE 2/3/12 NNMC-9 1 HVAC
B27XMN ELEC - Lights Out SERVICE 2/3/12 NNMC-9 1 ELECTRICAL
B28FN6 PLUM - MOUNT FIRE HYDRANT SERVICE 2/13/12 NNMC-9 1 PLUMBING
B28FNH BKLG - LIGHT REPLACEMENT SERVICE 2/13/12 NNMC-9 1 FCA_ELEC
B28FNL LOCK- CYPHER LOCK CODE CHANGE SERVICE 2/13/12 NNMC-9 1 FCA_OTHER
B28FMN ELEC - NEW OUTLET - BLDG 9, RM 3219 SERVICE 2/13/12 NNMC-9 1 ELECTRICAL
B28FN2 GENM - BROKEN BRACKET - BLDG 9, RM 0775 URGENT 2/13/12 NNMC-9 2 REPAIR
B28K6C PLUM - Toilet Clogged URGENT 2/14/12 NNMC-9 2 PLUMBING
B28KLG SFHP - Hang Bulletin Board on Wall SERVICE 2/14/12 NNMC-9 2 LABOR
B28K85 PLUM - TOILET OUT OF ORDER - BLDG 9, RM 1646 URGENT 2/14/12 NNMC-9 2 PLUMBING
B28KCG PLUM - CLOGGED SINK - BLDG 9, RM 1676 URGENT 2/14/12 NNMC-9 2 PLUMBING
B28K7L PLUM- REPLACE FOUNTAIN FILTER SERVICE 2/14/12 NNMC-9 1 PLUMBING
B28K8C GENM - REPAIR/REPLACE DOOR SERVICE 2/14/12 NNMC-9 REPAIR
B28KBP GENM-DOOR JAMMED SERVICE 2/14/12 NNMC-9 1 REPAIR
B28KF2 ELEC- POWER OUTAGE SERVICE 2/14/12 NNMC-9 1 ELECTRICAL
B28KP4 HVAC - TUBE SYS - BLDG 9, RM 2309 URGENT 2/15/12 NNMC-9 2 HVAC
B28KPL GENM - DOOR CLOSER - BLDG 9, STAIRWELL 2G URGENT 2/15/12 NNMC-9 2 REPAIR
B28KSM PLUM - Shower Clogged URGENT 2/15/12 NNMC-9 2 PLUMBING
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B28LZW ELEC - AUTO-DOOR DOES NOT WORK - BLDG 9, RM 1389 URGENT 2/18/12 NNMC-9 2 ELECTRICAL

B28RH2 ELEC - Lights Out URGENT 2/23/12 NNMC-9 2 ELECTRICAL
B28RB6 ELEC - Install Carbon Dioxide Monitor SERVICE 2/23/12 NNMC-9 1 ELECTRICAL
B28R96 LOCK- POP THE LOCK URGENT 2/23/12 NNMC-9 2 FCA_OTHER
B28RBH PLUM- WATER LEAK/WATER TOO WARM URGENT 2/23/12 NNMC-9 2 PLUMBING
B28R9J PLUM - WATER LEAK URGENT 2/23/12 NNMC-9 2 PLUMBING
B28R3P SFHP - SFHP  Mount Wall File System SERVICE 2/22/12 NNMC-9 1 LABOR
B28R3V HVAC - THERMOSTAT COVER - BLDG 9, RM 2335 SERVICE 2/22/12 NNMC-9 1 HVAC

B292X8 HVAC - POSITIVE PRESSURE ALARM - BLDG 9, RM 3233 URGENT 2/27/12 NNMC-9 2 HVAC

B28RHK GENM-REPAIR/REPLACE TOILET SEATS SERVICE 2/23/12 NNMC-9 1 REPAIR
B28RGG GENM-REPAIR DOOR HINGES URGENT 2/23/12 NNMC-9 2 REPAIR
B28RP3 GENM-REPAIR/REPLACE DOOR URGENT 2/23/12 NNMC-9 1 REPAIR
B28RDL LOCK- DOOR LOCK REPLACEMENT SERVICE 2/23/12 NNMC-9 4 STRUCTURAL
B28RRD GENM-DOORS BROKEN URGENT 2/23/12 NNMC-9 2 REPAIR
B28RSJ PLUM - WATER LEAK SERVICE 2/23/12 NNMC-9 1 PLUMBING
B28RSG GENM-DOOR DOESNT LATCH URGENT 2/23/12 NNMC-9 2 REPAIR
B28RJK LOCK-REPAIR DOOR LOCK SERVICE 2/23/12 NNMC-9 1 REPAIR
B28RJR GENM-NEEDS THERMOSTAT COVER SERVICE 2/23/12 NNMC-9 1 LABOR
B28RHV PLUM-WATER LEAK URGENT 2/23/12 NNMC-9 2 PLUMBING
B28SBY ELEC-REPAIR/REPLACE POWER OUTLET SERVICE 2/24/12 NNMC-9 1 ELECTRICAL
B28SJD GENM-DOOR ISSUES URGENT 2/24/12 NNMC-9 2 REPAIR

B29322
PLUM - AUTO SINK - REPLACE BATTERIES - BLDG 9, RM 
0750 - THRU 0746

SERVICE 2/27/12 NNMC-9 1 PLUMBING

B28S6X ELEC - Replace Light Cover URGENT 2/24/12 NNMC-9 2 ELECTRICAL
B29B78 ELEC-REPAIR HILLROM SYSTEM ALARM URGENT 2/29/12 NNMC-9 2 ELECTRICAL
B299VV BKCT - LIGHTS OUT - BLDG 9, RM 1506 SERVICE 2/29/12 NNMC-9 1 ELECTRICAL

B299PZ GENM - BROKEN DOOR WINDOW - BLDG 9, RM 1359 SERVICE 2/29/12 NNMC-9 1 REPAIR

B299YW GENM-REPAIR/REPLACE DOOR SERVICE 2/29/12 NNMC-9 1 REPAIR
B299W7 BKLG-REPLACE LIGHTS SERVICE 2/29/12 NNMC-9 1 ELECTRICAL
B299W9 PLUM-REPAIR/REPLACE TOILET URGENT 2/29/12 NNMC-9 2 PLUMBING
B29B5C PLUM-WATER LEAK/REPAIR TOILET SEAT SERVICE 2/29/12 NNMC-9 1 PLUMBING

B29B5Z SYSTEM - ALARMS URGENT 2/29/12 NNMC-9 2 UTILITY SYSTEMS

B29B8K BKCT-REPLACE TILES SERVICE 2/29/12 NNMC-9 1 REPAIR
B29CPX PROJ- SCRUB MACHINES SERVICE 3/1/12 NNMC-9 1 STRUCTURAL
B298JF GENM-PA SYSTEM NOT WORKING PROPERLY URGENT 2/28/12 NNMC-9 2 REPAIR
B298KV ELEC-NEED 4 PLUG OUTLET INSTALLED SERVICE 2/28/12 NNMC-9 1 ELECTRICAL
B298LC ELEC-REPLACE EMERGENCY PULL CHORDS URGENT 2/28/12 NNMC-9 1 ELECTRICAL
B298MC HVAC- NO HEAT URGENT 2/28/12 NNMC-9 1 HVAC
B298MH PLUM-REPAIR PIPES URGENT 2/28/12 NNMC-9 1 PLUMBING
B29CYG PLUM-CLOGGED SINK URGENT 3/1/12 NNMC-9 2 PLUMBING
B29CYS BKLG-REPLACE LIGHTS SERVICE 3/1/12 NNMC-9 1 ELECTRICAL
B29CR8 GENM-REPAIR/REPLACE DOOR SERVICE 3/1/12 NNMC-9 1 REPAIR
B29D55 LOCK - STRIKE PLATES - BLDG 9, 1ST FLOOR DOORS URGENT 3/1/12 NNMC-9 2 LOCKS
B298GX HVAC - THERMOSTAT - BLDG 9, RM 2447 URGENT 2/28/12 NNMC-9 2 HVAC
B298H4 PLUM - CLOGGED TOILET - BLDG 9, RM 1249 URGENT 2/28/12 NNMC-9 2 PLUMBING
B29DJ6 GENM- REPLACE COVER SERVICE 3/2/12 NNMC-9 1 REPAIR
B29MD9 LOCK - BROKEN LOCK URGENT 3/6/12 NNMC-9 2 LOCKS
B29MFB EMSS - REFRIGERATOR ALARM - BLDG 9 URGENT 3/6/12 NNMC-9 2 ELECTRICAL
B29K6Z GENM-PATCH AND PAINT HOLE SERVICE 3/5/12 NNMC-9 1 REPAIR
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B29RNF GENM-REPAIR/REPLACE BROKEN SEAT SERVICE 3/12/12 NNMC-9 1 REPAIR
B29RCT GENM-REPAIR/REPLACE DOOR HANDLE URGENT 3/12/12 NNMC-9 2 REPAIR
B29RMV GENM-REPAIR/REPLACE DOOR URGENT 3/12/12 NNMC-9 2 REPAIR
B29KGD PLUM - Toilet/Sink Clogged URGENT 3/5/12 NNMC-9 2 PLUMBING
B29P8X HVAC - TOO COLD - BLDG 9, RM 1637 URGENT 3/9/12 NNMC-9 2 HVAC
B29TZY LOCK- 079 HOSPITAL DENTISTRY SERVICE 3/13/12 NNMC-9 1 STRUCTURAL
B29VCB PLUM-FAUCET MALFUNCTION URGENT 3/14/12 NNMC-9 2 PLUMBING
B29VCR BKLG-REPAIR/REPLACE LIGHTS SERVICE 3/14/12 NNMC-9 1 ELECTRICAL
B29XG9 ELEC-INSTALL POWER OUTLET SERVICE 3/16/12 NNMC-9 1 ELECTRICAL
B29XH3 GENM-INSTALL MAGNETIC DOOR HOLDER SERVICE 3/16/12 NNMC-9 1 REPAIR
B29Z6L PTNG - PATCH AND PAINT SERVICE 3/19/12 NNMC-9 1 FCA_PAINT
B29Z7F GENM - AUTO DOOR - BLDG 9, OR 3700 URGENT 3/19/12 NNMC-9 2 ELECTRICAL
B29ZCZ GENM-REPAIR/REPLACE TOILET SEAT SERVICE 3/19/12 NNMC-9 1 REPAIR
B29ZD7 ELEC-FAULTY OUTLET SERVICE 3/19/12 NNMC-9 1 ELECTRICAL
B29ZGS BKCT-REPAIR/REPLACE CEILING SERVICE 3/19/12 NNMC-9 1 LABOR
B2B23G HVAC - PNEUMATIC SYS - BLDG 9, RM 2309 URGENT 3/20/12 NNMC-9 2 HVAC
B29ZNZ GENM-REPAIR WALL SERVICE 3/20/12 NNMC-9 1 LABOR
B29ZW4 HVAC-REFRIGERATOR LEAK URGENT 3/20/12 NNMC-9 2 HVAC
B29ZJR GENM-PATCH AND PAINT SERVICE 3/19/12 NNMC-9 1 LABOR
B2B29G BKLG-REPLACE LIGHTS SERVICE 3/21/12 NNMC-9 1 ELECTRICAL
B2B2B4 GENM-REPAIR/REPLACE BROKEN DOOR SERVICE 3/21/12 NNMC-9 1 REPAIR
B2B2BD PEST-INVESTIGATE MICE ACTIVITY URGENT 3/21/12 NNMC-9 2 PEST CONTROL
B2B2C4 ELEC-RESTORE LIGHTS IN BSMT B-9 SERVICE 3/21/12 NNMC-9 1 ELECTRICAL
B2B6RT LOCK- 085 SLEEP DISORDER CENTER SERVICE 3/26/12 NNMC-9 1 STRUCTURAL
B2B2D2 GENM-REPAIR DAMAGED WALL SERVICE 3/21/12 NNMC-9 1 REPAIR
B2B2FH LOCK-REPAIR/REPLACE LOCK SERVICE 3/21/12 NNMC-9 1 LOCKS
B2B2GJ BKLG-REPAIR/REPLACE BUSTED LIGHT SERVICE 3/21/12 NNMC-9 1 ELECTRICAL
B2B2KB HVAC - TOO MUCH AIR - BLDG 9, RM 1804 URGENT 3/21/12 NNMC-9 2 HVAC
B2B2LJ ELEC- ELECTRICAL DISCONNECTION SERVICE 3/21/12 NNMC-9 1 ELECTRICAL
B2B2F4 HVAC - HIGH FREEZER TEMP - BLDG 9, RM 0349 URGENT 3/21/12 NNMC-9 2 ELECTRICAL
B2B4Z7 ELEC - Power Outage URGENT 3/23/12 NNMC-9 2 ELECTRICAL
B2B4YP GENM-REPAIR/REPLACE BROKEN GATE SERVICE 3/23/12 NNMC-9 1 REPAIR
B2B82X PLUM- REPAIR WATER LEAK ON WALL URGENT 3/29/12 NNMC-9 2 PLUMBING
B2B839 GENM-REPAIR DOOR HANDLE SERVICE 3/29/12 NNMC-9 1 REPAIR
B2B87T LOCKS - Repair Door Lock/Handle URGENT 3/29/12 NNMC-9 2 LOCKS
B2B857 HVAC - Too Cold URGENT 3/29/12 NNMC-9 2 HVAC
B2B874 GENM-REPAIR DOOR HANDLE SERVICE 3/29/12 NNMC-9 1 REPAIR

B2B84W
HVAC - REFRIGERATOR ALARM - BLDG 9 BASEMENT, 
GALLEY / MORGUE

URGENT 3/29/12 NNMC-9 2 ELECTRICAL

B2B87N PLUM - WATER FOUNTAIN - BLDG 9, NEAR 3606 SERVICE 3/29/12 NNMC-9 1 PLUMBING
B2B8Y9 LOCK- 110  OB/GYN SERVICE 3/30/12 NNMC-9 1 STRUCTURAL
B2B8V5 BKLG-REPLACE LIGHTS SERVICE 3/30/12 NNMC-9 1 ELECTRICAL
B2B8XJ PEST-ANTS INFESTATION URGENT 3/30/12 NNMC-9 2 PEST CONTROL
B2BF2H ELEC-RESTORE POWER URGENT 4/5/12 NNMC-9 2 ELECTRICAL
B2BDDT GENM-REPAIR DOOR SERVICE 4/4/12 NNMC-9 1 REPAIR
B2BCY9 GENM-INSTALL DEAD BOLT LOCK SERVICE 4/4/12 NNMC-9 1 REPAIR

B2BDCS
PLUM - COLD WATER HANDLE BROKEN - BLDG 9, RM 
0202

URGENT 4/4/12 NNMC-9 2 PLUMBING

B2BFDS PLUM-REPAIR TOILET NOT FLUSHING URGENT 4/6/12 NNMC-9 2 PLUMBING

B2BGZ2
GENM - FREEZER DOOR HANDLE IS BROKEN - BLDG 9, 
RM 0367

URGENT 4/7/12 NNMC-9 2 APPLIANCE

B2BGZ3 HVAC - THERMOSTATS - BLDG 9, RMS 2207, 2335 SERVICE 4/7/12 NNMC-9 1 HVAC
B2BHK7 GENM-REPAIR DOOR NOT LATCHING URGENT 4/10/12 NNMC-9 2 REPAIR
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B2BJJR ELEC - NO POWER - BLDG 9, RM 0202 URGENT 4/12/12 NNMC-9 2 ELECTRICAL
B2BHTK GENM-REPAIR DOOR LOCK URGENT 4/10/12 NNMC-9 2 REPAIR
B2BHWH HVAC - NO VENTILATION - BLDG 9, RM 2324 SERVICE 4/10/12 NNMC-9 1 HVAC
B2BJHB PLUM - URINAL - BLDG 9, RM 0260 URGENT 4/12/12 NNMC-9 2 PLUMBING
B2BJHK DOOR - DOOR FRAME & DOOR - BLDG 9, RM 1725 SERVICE 4/12/12 NNMC-9 1 REPAIR
B2BJ4V HVAC - TOO COLD - BLDG 9, RM 1637 URGENT 4/11/12 NNMC-9 2 HVAC

B2BJ5D
HVAC - TUBE SYS DOWN - BLDG 10, 6 WEST, NICU, NEAR 
RM 6052

URGENT 4/11/12 NNMC-9 2 CONVEYING

B2BKHP DOOR - REQUEST DOOR CLOSER - BLDG 9, RM 3004 SERVICE 4/16/12 NNMC-9 1 STRUCTURAL
B2BKHX PLUM-REPAIR TOILET FLUSH/SEAT SERVICE 4/16/12 NNMC-9 1 PLUMBING
B2BM6M HVAC - HIGH FREEZER TEMP - BLDG 9, RM 0368 URGENT 4/19/12 NNMC-9 2 APPLIANCE
B2BM7T ELEC-REPAIR PIN PAD MALFUNCTION URGENT 4/19/12 NNMC-9 2 ELECTRICAL
B2BM7V PLUM-REPAIR FOUNTAIN LEAK SERVICE 4/19/12 NNMC-9 1 PLUMBING
B2BNG8 HVAC-ADJUST TEMPERATURE URGENT 4/23/12 NNMC-9 HVAC
B2BNG9 HVAC - NEG PRESSURE ROOM - BLDG 9, RM 1722 URGENT 4/23/12 NNMC-9 2 HVAC
B2BNGD HVAC - TUBE SYS DOWN - BLDG 9, RM 2317 URGENT 4/23/12 NNMC-9 2 HVAC

B2BNKY
ELEC - IN-FLOOR OUTLETS MISSING COVERS - BLDG 9, 
GASTROENT CLINIC

URGENT 4/23/12 NNMC-9 2 ELECTRICAL

B2BNT2 Lock-125 Nutrition Care Services SERVICE 4/23/12 NNMC-9 4 LOCKS
B2BP6T Lock- 129 Hospital Dentirstry SERVICE 4/24/12 NNMC-9 4 LOCKS
B2BNT5 Lock- 127 Pulmonary/ DMS SERVICE 4/23/12 NNMC-9 4 LOCKS

B2BP79
TOO COLD IN SEVERAL ROOM, 3 FLOORS - BLDG 9, RMS 
1636,1637, 2235, 2460, 3233

URGENT 4/24/12 NNMC-9 2 HVAC

B2BPGS ELEC-REPAIR PNEUMATIC TUBE SYS URGENT 4/25/12 NNMC-9 2 ELECTRICAL

B2BPRY
LOCK - OLD STYLE CIPHER LOCK BROKEN - BLDG 9, RM 
2972

URGENT 4/25/12 NNMC-9 2 LOCKS

B2BPJ2 ELEC-EMERGENCY POWER SYSTEM SERVICE 4/25/12 NNMC-9 1 ELECTRICAL
B2BPJT HVAC-ADJUST REFRIGERATOR TEMP URGENT 4/25/12 NNMC-9 2 HVAC
B2BPMF genm-broken corner molding URGENT 4/25/12 NNMC-9 2 REPAIR

B2BRCS DOOR HANDLE - BENT/BROKEN - BLDG 9, RM 0380A URGENT 4/26/12 NNMC-9 2 LOCKS

B2BRDH Lock- Lock not working SERVICE 4/26/12 NNMC-9 3 LOCKS
B2BRCH HVAC - TUBE SYS DOWN - BLDG 9, RM 0814 URGENT 4/26/12 NNMC-9 2 CONVEYING
B2BTBV GENM-REPAIR DOOR/REPLACE LIGHTS SERVICE 4/30/12 NNMC-9 1 REPAIR
B2BTDG GENM-REPAIR DOOR/LOCK/PAINT SERVICE 4/30/12 NNMC-9 1 REPAIR

B2BV8J PLUM - CLOGGED REFRIGERATOR - BLDG 9, RM 2315 URGENT 5/2/12 NNMC-9 2 APPLIANCE

B2BVMP
GENM- REPAIR MAGNET THAT HOLDS THE DOOR B-9 
ROOM # 1672

SERVICE 5/2/12 NNMC-9 1 REPAIR

B2BVPN
GENM-REPAIR TOILET SEAT/HAND SINK STOPPED 
UP/ADJUST TEMPERATURE B-9 ROOM # 2574 AND 8617

SERVICE 5/2/12 NNMC-9 1 REPAIR

B2BVTC PLUM - CLOGGED TOILET - BLDG 9, RM 2215 URGENT 5/2/12 NNMC-9 2 PLUMBING

B2BVGP
PLUM-INVESTIGATE FOUL ODOR COMING OUT FROM 
THE DRAIN B- 9 ROOM # 0738 AND 0739

URGENT 5/2/12 NNMC-9 2 PLUMBING

B2BZ2M
GENM-REPAIR LOOSE COUNTERTOP B-9 ROOM # 1752/ 
B-9 ROOM # 2356/2340 REPLACE BURNED OUT 
LIGHT/REPAIR/REPLACE TILE FROM THE FLOOR.

SERVICE 5/8/12 NNMC-9 2 REPAIR

B2BZ5X
PLUM-B-9 ROOM # 2328 LOW PRESSURE EYE WASH 
STATION/ B-9 ROOM # 1391 ADJUST TEMPERATURE

URGENT 5/8/12 NNMC-9 2 PLUMBING
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B2C76L PLUM-B-9 ROOM # 2352 WATER LEAK FROM CEILING URGENT 5/15/12 NNMC-9 3 PLUMBING

B2BYBB
HVAC-B-9 ROOM # 1770 ADJUST TEMPERATURE, CHECK 
FOR AIR HANDLERS AND THERMOSTAT MALFUNCTION.

URGENT 5/7/12 NNMC-9 2 HVAC

B2BZ8D PLUM - SINKS MAKING LOUD NOISE - BLDG 9, RM 1391A SERVICE 5/8/12 NNMC-9 1 PLUMBING

B2C6RV HVAC - TUBE SYS DOWN - BLDG 9, RM 2309 URGENT 5/14/12 NNMC-9 2 HVAC
B2BYSX ELEC - LOSS OF POWER - BLDG 9, NEXT TO RM 0729 URGENT 5/8/12 NNMC-9 2 ELECTRICAL
B2C5NT PLUM-B-9 ROOM # 2007 CLOGGED TOILET SERVICE 5/10/12 NNMC-9 1 PLUMBING
B2C638 PLUM - CHECK WATER TEMP - BLDG 9, RM 1568 URGENT 5/11/12 NNMC-9 2 PLUMBING

B2C5SN
LOCK/ELEC - BROKEN LOCK / INSTALL OUTLET - RMS 
1793, 1605

URGENT 5/10/12 NNMC-9 2 LOCKS

B2C67D HVAC-B-9 ROOM # 1519 COLD TEMPERATURE URGENT 5/11/12 NNMC-9 2 HVAC

B2C5CW ELEC-B-9 ROOM # 2565 - REPLACE BURNED OUT LIGHTS SERVICE 5/9/12 NNMC-9 1 ELECTRICAL

B2C79D
BKCT - WET CEILING TILE - BLDG 9, HALLWAY OUTSIDE 
1411

SERVICE 5/15/12 NNMC-9 2 LABOR

B2C6ZX
HVAC - REFRIGERATOR FREEZING UP - BLDG 9, RM 0350, 
WALK-IN 3

URGENT 5/14/12 NNMC-9 2 APPLIANCE

B2C7SZ HVAC-B-9 ROOM # 1801 REPAIR AC NOT WORKING URGENT 5/16/12 NNMC-9 3 HVAC

B2CBWH ELEC - POWER OUT - BLDG 9, RM 1280 URGENT 5/18/12 NNMC-9 3 ELECTRICAL
B2CBVN PLUM - CLOGGED SINK - BLDG 9, RM 3549 URGENT 5/18/12 NNMC-9 3 PLUMBING

B2CD7M
PLUM - WATER FOUNTAIN / TOILET SEAT - BLDG 9, 2739, 
2721A

URGENT 5/21/12 NNMC-9 3 PLUMBING

B2CD8C PLUM - TOILET SEAT  - BLDG 9, 0602 URGENT 5/21/12 NNMC-9 3 REPAIR
B2CD8L GENM - BASE MOLDING - BLDG 9, RM 2221 SERVICE 5/21/12 NNMC-9 2 REPAIR
B2CDC8 HVAC - TUBE SYS DOWN - BLDG 9, RM 0760 URGENT 5/22/12 NNMC-9 3 HVAC
B2CDCV HVAC - TOO HOT - GI CLINIC - BLDG 9, RM 1319B URGENT 5/22/12 NNMC-9 3 HVAC
B2CDG6 PLUM-REPAIR CLOGGED TOILET, BLDG 9 URGENT 5/22/12 NNMC-9 3 PLUMBING
B2CFX5 Lock- Radiology Dept SERVICE 5/23/12 NNMC-9 4 LOCKS
B2CFSK HVAC -Chech & Repair System Bldg 9, Room 0605 URGENT 5/23/12 NNMC-9 3 HVAC

B2CFVX
POWER OUTAGE- B-9 ROOM # ELECTRICAL CLOSET # 
3447

URGENT 5/23/12 NNMC-9 3 ELECTRICAL

B2CFWD PLUM-B-9 ROOM # 1362 CLOGGED TOILET URGENT 5/23/12 NNMC-9 3 PLUMBING
B2CFYW PLUM - BROKEN FAUCET - BLDG 9, RM 1561 SERVICE 5/24/12 NNMC-9 2 PLUMBING

B2CG8X
HVAC - TOO HOT IN RADIOLOGY - PATIENT CARE AREA - 
BLDG 9, RM 1879

URGENT 5/24/12 NNMC-9 3 HVAC

B2CL7W GENM-REPAIR BROKEN DOOR HANDLE SERVICE 5/31/12 NNMC-9 1 REPAIR
B2CL85 GENM-REPAIR/REPLACE MINI BLINDS SERVICE 5/31/12 NNMC-9 4 REPAIR
B2CLNN PLUM - CEILING LEAK - BLDG 9, RM 2547 URGENT 6/1/12 NNMC-9 3 PLUMBING

B2CLNT
BKLG - REPLACE 1 INCANDECENT BULB - BLDG 9, RM 
1304A

URGENT 6/1/12 NNMC-9 3 ELECTRICAL

B2CLNK
BKLG - REPLACE 1 INCANDECENT BULB - BLDG 9, RM 
1304A

URGENT 6/1/12 NNMC-9 3 ELECTRICAL

B2CLNZ BKLG - REPLACE LIGHTS - BLDG 9, RM 0605 SERVICE 6/1/12 NNMC-9 2 ELECTRICAL
B2CRH4 HVAC-B-9 ROOM # 2449 - NEGATIVE PRESSURE URGENT 6/8/12 NNMC-9 HVAC
B2CRHC PLUM-B-9 ROOM # 3026 - CLOGGED SINK URGENT 6/8/12 NNMC-9 PLUMBING

B2FZ6D
PLUM-B-9 ROOM # 0380 - CEILING LEAK, B-9 ROOM # 
0382 - NO AIR FLOW.

URGENT 7/16/12 NNMC-9 3 PLUMBING

B2CRGZ PTNG - PATCH AND PAINT - BLDG 9, RM 3233 SERVICE 6/8/12 NNMC-9 2 FCA_PAINT
B2CSNF PLUM - CEILING LEAK - BLDG 9, RM 2547 URGENT 6/12/12 NNMC-9 3
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B2CS66
ELEC-B-9 ROOM # 1914/1808 - INSTALL ELECTRICAL 
SWITCH.B-9 ROOM # DOOR FRAME 1200 - REPAIR 
DAMAGED FLOOR.

SERVICE 6/11/12 NNMC-9 2 ELECTRICAL

B2CS6G PLUM - CEILING LEAK - BLDG 9, OVER DOOR 0301 URGENT 6/11/12 NNMC-9 3 PLUMBING

B2CS3F
GENM- B-9 ROOM # 0220 - REPLACE WEAR BANDS ON 
PNEUMATIC TUBE SYSTEM

SERVICE 6/11/12 NNMC-9 2 REPAIR

B2CS3G
ELEC- B-2 ROOM # 3006,3008,4009,4011 - RESTORE 
PROPER OPERATION OF LIGHTS.

URGENT 6/11/12 NNMC-9 3 ELECTRICAL

B2CS3M ELEC-B-1 ROOM # 2444,2446,2448,2452 URGENT 6/11/12 NNMC-9 3 ELECTRICAL

B2CSLW
GENM-B-9 ROOM # 1452 - REPAIR MALFUNCTIONING 
FIRE DOOR.

SERVICE 6/12/12 NNMC-9 2 REPAIR

B2CSNC PLUM - CEILING LEAK - BLDG 9, RM 2547 URGENT 6/12/12 NNMC-9 3
B2CSJG BKLG - 4 LIGHTS OUT - BLDG 9, RM 1947 SERVICE 6/12/12 NNMC-9 2 ELECTRICAL

B2CSBN
ELEC - MARK FLOOR & WALL RECEPTACLES / TAKE 
AMPERAGE READINGS

SERVICE 6/12/12 NNMC-9 2 ELECTRICAL

B2CSF3 GENM-B-9 ROOM # 1659/1661 - HOLE IN THE WALL. SERVICE 6/12/12 NNMC-9 2 REPAIR

B2CSDK LOCK - CORE FELL OUT OF LOCK - BLDG 9, RM 2258 URGENT 6/12/12 NNMC-9 3 LOCKS
B2CSFH HVAC-B-9 ROOM # 1282-1288 - AC NOT WORKING URGENT 6/12/12 NNMC-9 2 HVAC

B2CSG5
B-9 ROOM # 1661 - REPAIR/REPLACE MAGNETIC DOOR. 
MAGNETIC DOOR DOES NOT WORK AND THE DOOR 
DOES NOT PROP OPEN.

SERVICE 6/12/12 NNMC-9 2 REPAIR

B2CSNB PLUM - CEILING LEAK - BLDG 9, RM 2547 URGENT 6/12/12 NNMC-9 3 PLUMBING

B2CSF9
LOCK - CIPHER LOCK STOPPED WORKING - SECURED 
AREA - BLDG 9, 3559

URGENT 6/12/12 NNMC-9 3 LOCKS

B2CSMY GENM-B-9 ROOM # 3526 - REPAIR LOOSE TOILET SEAT. SERVICE 6/12/12 NNMC-9 2 REPAIR

B2CSKF PLUM - BROKEN TOILET - BLDG 9, 3117 SERVICE 6/12/12 NNMC-9 2 PLUMBING

B2CSNK
GENM-B-9 ROOM # 1549 - INVESTIGATE MOLDS IN THE 
CEILING.

SERVICE 6/12/12 NNMC-9 2 REPAIR

B2CVTV
B-9 ROOM # 1598 AND 1727 LOUNGE - INSTALL TV TO 
THE WALL.

SERVICE 6/15/12 NNMC-9 2 REPAIR

B2CVVH
HVAC-B-9 ROOM # 3626 - PAIN CLINIC - HOT 
TEMPERATURE

URGENT 6/15/12 NNMC-9 3 HVAC

B2CVW5
ELEC - INSTALL 220 OUTLET - FOR PATIENT USE - BLDG 9, 
RM 3360

URGENT 6/15/12 NNMC-9 3 ELECTRICAL

B2CVWD
PLUM - PATIENT TOILET SEAT BROKEN - BLDG 9, RM 
1912

URGENT 6/15/12 NNMC-9 3 PLUMBING

B2CVV2
GENM - LOOSE VENT GRILL - POSSIBLE HAZARD - BLDG 9, 
RM 2520

URGENT 6/15/12 NNMC-9 3 LABOR

B2CVVN HVAC - REPLACE TRANSDUCER - BLDG 9, RM 0353 SERVICE 6/15/12 NNMC-9 2 APPLIANCE

B2CVVW ELEC - LOSS OF POWER TO OUTLETS - BLDG 9, RM 2719 URGENT 6/15/12 NNMC-9 3 ELECTRICAL

B2CW9W
GENM - REPLACE FLOOR PLATE - BLDG 9 DOORWAY AT 
OR NEAR 0253

SERVICE 6/15/12 NNMC-9 2 STRUCTURAL

B2FRM3
HVAC-B-9 ROOM # 3RD FLOOR PACU AREA. - HOT 
TEMPERATURE.

URGENT 7/6/12 NNMC-9 3 HVAC

B2FT6Y
ELEC-B-9 ROOM # 2254 AND 2220 - REPAIR ELECTRICAL 
OUTLET

SERVICE 7/9/12 NNMC-9 2 ELECTRICAL

B2FTS4 GENM-B-9 ROOM # 3210 - REPAIR DOOR HANDLE SERVICE 7/9/12 NNMC-9 2 REPAIR

B2FTVC
B-9 ROOM # 3661 OPERATING ROOM - REPAIR SMALL 
HOLE IN WALL.

SERVICE 7/9/12 NNMC-9 2 REPAIR
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B2FMVS
LOCKS-B-9 ROOM # 0330 - REPAIR LOCK, INSTALL DEAD 
BOLT LOCK.

SERVICE 7/3/12 NNMC-9 LOCKS

B2FMFX
ELEC- B-9 ROOM # PHARMACY 2ND FLOOR - REPAIR 
MANUAL INTERCOM NOT CONNECTED TO THE PHONE

URGENT 7/3/12 NNMC-9 3 ELECTRICAL

B2FNJW ELEC - BUZZER NOT WORKING - BLDG 9, RM 3700 SERVICE 7/5/12 NNMC-9 2 ELECTRICAL

B2FNK4 ELEC - OUTAGE REQUEST - BLDG 9, 2nd floor Pharmacy SERVICE 7/5/12 NNMC-9 2 ELECTRICAL

B2FLTK
GENM-Bldg. 9, Basement, Rm. 0235A. Emergency 
plackard book needs to be installed on wall.

SERVICE 7/2/12 NNMC-9 2 REPAIR

B2FGVV
ELEC-Bldg. 9, 3rd Floor, PACU. Door bell system isn't 
working. Staff can hear door bell but cannot open door 
via button.

SERVICE 7/2/12 NNMC-9 2 ELECTRICAL

B2FJYF
GENM-Bldg. 9, Galley in the Basement. Broken door 
handles to Rooms 0380B and 0301. Please fix.

SERVICE 7/2/12 NNMC-9 2 REPAIR

B2FS6W
GENM-INSTALL DOOR SWEEPS AND WEATHER 
STRIPPING FOR STERILE PROCESSING DOORS

URGENT 7/6/12 NNMC-9 3 REPAIR

B2FY8N GENM - DOOR HARD TO OPEN - BLDG 9, RM 0732 SERVICE 7/13/12 NNMC-9 2 STRUCTURAL
B2FY8X LOCK - BROKEN LOCK - BLDG 9, RM 2373 URGENT 7/13/12 NNMC-9 3

B2FY97
LOCK - BROKEN CIPHER LOCK IN MAIN OR - BLDG 9, RM 
3109

URGENT 7/13/12 NNMC-9 3 LOCKS

B2FY6P
GENM-Bldg. 9, Basement, Rm. 0235A. Whiteboard needs 
to be hung up.

SERVICE 7/13/12 NNMC-9 2 REPAIR

B2GJGC PLUM - CLOGGED SINK - BLDG 9, RM 3664 SERVICE 7/19/12 NNMC-9 2 PLUMBING

B2GJGK
HVAC - UNIT CVH-101-13 - PROPER DIRECTION - BLDG 9, 
RM 1945

URGENT 7/19/12 NNMC-9 3 HVAC

B2GJJP
LOCK - DOOR KNOB OUT OF ALIGNMENT - BLDG 9, NEAR 
3109

SERVICE 7/19/12 NNMC-9 2 LOCKS

B2GJK4
PLUM - ADJUST TEMP IN EYEWASH STATION - BLDG 9, 
RM 0745

URGENT 7/19/12 NNMC-9 1 PLUMBING

B2GJG2
GENM-Bldg. 9, 2nd Deck, Pharmacy. Rm. 2312. Door is 
sticking.

SERVICE 7/19/12 NNMC-9 2 REPAIR

B2GJCX
ELEC-B-9 ROOM # 0745 - REPLACE TWO BURNED OUT 
LIGHTS.

URGENT 7/19/12 NNMC-9 2 ELECTRICAL

B2GN5B HVAC-B-9 ROOM # 2460 - COLD TEMPERATURE URGENT 7/27/12 NNMC-9 3 HVAC

B2GMDL GENM- B-9 ROOM # 3770 - REPAIR AUTOMATIC DOOR. SERVICE 7/26/12 NNMC-9 2 REPAIR

B2GKLL
LOCKS-Bldg. 9, Rm. 3701. Cypher lock is not working. 
Urgent.

URGENT 7/23/12 NNMC-9 3 LOCKS

B2GKMN
ELEC-Bldg. 9, Rm. 2570 and 2603. Outlets need GFCI 
conducted for safety reasons.

URGENT 7/23/12 NNMC-9 3 ELECTRICAL

B2GLNJ GENM - REMOVE DOOR CLOSER - BLDG 9, RM 2552 SERVICE 7/24/12 NNMC-9 2 STRUCTURAL
B2GLTB B-9 ROOM # 2209 - REPAIR HOLE IN THE WALL. SERVICE 7/25/12 NNMC-9 2 REPAIR

B2GLXS B-9 ROOM # BASEMENT 0380B - REPAIR POWER OUTLET SERVICE 7/25/12 NNMC-9 2 ELECTRICAL

B2GLYT ELEC-B-9 ROOM # 2724 - POWER OUTAGE URGENT 7/25/12 NNMC-9 3 ELECTRICAL

B2GVBV
ELEC-B-9 ROOM # 2309 - REPAIR PNEUMATIC TUBE 
SYSTEM

URGENT 7/31/12 NNMC-9 3 ELECTRICAL

B2GX32
PLUM - REVERSE OSMOSIS TANK LEAKING - BLDG 9, RM 
0220

URGENT 8/1/12 NNMC-9 3 PLUMBING

B2GX4P PLUM-B-9 ROOM # 3109 - REPAIR CEILING LEAK. URGENT 8/1/12 NNMC-9 3 PLUMBING
B2H5N7 PLUM-B-9 - REPAIR FAUCET/TILES/LIGHTS/WALL SERVICE 8/7/12 NNMC-9 PLUMBING
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B2H5DL PLUM - EYEWASH STATION - PACU - BLDG 9, RM 3037 SERVICE 8/7/12 NNMC-9 2 PLUMBING

B2H5GW
HVAC-B-9 ROOM # 3590 - OPEN STEAM FOR MACHINE 
CERTIFICATION

SERVICE 8/7/12 NNMC-9 2

B2H5J2 GENM-B-9 ROOM # 2201 - REPAIR BROKEN DOOR. SERVICE 8/7/12 NNMC-9 REPAIR

B2H5N3
LOCK - HANDLE TO RESTROOM DOOR COMPLETELY 
BROKEN OFF - BLDG 9, RM 0603

URGENT 8/7/12 NNMC-9 3 LOCKS

B2H5BR ELEC - ASSISTANCE FOR OUTAGES SERVICE 8/6/12 NNMC-9 ELECTRICAL
B2H4SJ GEMN- REPAIR BROKEN TOILET SEATS SERVICE 8/6/12 NNMC-9 1 REPAIR
B2H4V6 GENM-REPAIR BROKEN METAL RAIL URGENT 8/6/12 NNMC-9 1 REPAIR

B2H6TT
GENM-B-9 ROOM # 2304,2302,2301 - REPAIR WINDOW 
SEALS.

SERVICE 8/9/12 NNMC-9 2 REPAIR

B2H6JV
ELEC - INSTALL OUTLET TO POWER TV - BLDG 9, 1ST 
FLOOR GEN SURG DEPT

SERVICE 8/9/12 NNMC-9 2 ELECTRICAL

B2H6VJ GENM - FIRE DOORS - BLDG 9, RMS 0320, 0302 URGENT 8/9/12 NNMC-9 3 STRUCTURAL

B2H7BS
LOCK - INSIDE DOOR HANDLE BROKEN - BLDG 9, RM 
2456

URGENT 8/9/12 NNMC-9 3 LOCKS

B2H7SY PLUM-B-9 ROOM # 3664 - REPAIR CLOGGED SINK SERVICE 8/10/12 NNMC-9 PLUMBING

B2H64C
HVAC-B-9 ROOM # 2ND FLOOR SLEEP LAB - WHOLE 
CLINIC - COLD TEMPERATURE

URGENT 8/8/12 NNMC-9 3 HVAC

B2H6T3
HVAC - TOO COLD IN APU - PATIENT COMPLAINING - 
BLDG 9, RM 3561

URGENT 8/9/12 NNMC-9 3 HVAC

B2H4WM GENM-B-9 ROOM # 2238 - PATCH AND PAINT WALL. SERVICE 8/6/12 NNMC-9 2 REPAIR

B2H4Y4
GENM-B-10 ROOM # 3257 - REPAIR/REPLACE BROKEN 
TOILET SEAT.

SERVICE 8/6/12 NNMC-9 3 REPAIR

B2H542 GENM-B-9 ROOM # 2287 - REMOVE SINK AND CABINET SERVICE 8/6/12 NNMC-9 2 REPAIR

B2H54G ELEC-B-9A ROOM # 1314 - INSTALL ELECTRICAL OUTLET SERVICE 8/6/12 NNMC-9 2 ELECTRICAL

B2HFC7 ELEC-DOOR HAS EXPOSED WIRES URGENT 8/14/12 NNMC-9 3 ELECTRICAL

B2HFD3
ELEC-SAFETY HAZARD-CEILING LIGHT COVER IS FALLING 
OFF LIGHT FIXTURE

URGENT 8/14/12 NNMC-9 3 ELECTRICAL

B2HFHR HVAC/ELEC-REPAIR  60# STEAM AND CONDESATE LEAKS URGENT 8/14/12 NNMC-9 3 HVAC

B2HFB4 GENM-B-9 ROOM # 2985 - REPAIR FIRE EXIT SIGN URGENT 8/14/12 NNMC-9 3 REPAIR

B2HFFS
ELEC-B-9 ROOM # 0758 - REPAIR PNEUMATIC TUBE 
SYSTEM

URGENT 8/14/12 NNMC-9 3 ELECTRICAL

B2HJ5H
HVAC-B-9 ROOM # 2ND FLOOR SLEEP LAB - WHOLE 
CLINIC - COLD TEMPERATURE

URGENT 8/15/12 NNMC-9 3 HVAC

B2HJ4D
HVAC-B-9 ROOM # 3507 - REPAIR OXYGEN VALVE 
ATTACHED TO THE WALL.

URGENT 8/15/12 NNMC-9 HVAC

B2HJ3L
HVAC - TUBE SYS DOWN - BLDG 9, 2ND FLOOR, MAIN 
PHARMACY

URGENT 8/15/12 NNMC-9 3 HVAC

B2HCWD PTNG - PATCH & PAINT - BLDG 9, RIGHT OF 2815 SERVICE 8/13/12 NNMC-9 2 FCA_PAINT
B2HVFB GENM-REPAIR PANIC DOOR URGENT 8/22/12 NNMC-9 3 REPAIR

B2HTP6
GENM - FLOOR MOULDING PEELING - B-9, HALLWAY 
OUTSIDE 3230

SERVICE 8/21/12 NNMC-9 2 LABOR

B2HTW2 HVAC - TOO COLD - B-9, R-1624 SERVICE 8/21/12 NNMC-9 2 HVAC

B2JHP4 ELEC-INTERCOM IN PATIENT ROOM IS NOT WORKING URGENT 8/27/12 NNMC-9 3 ELECTRICAL

B2HVF3 Locks- Repair/Replace B-9, Rm 2973, 2975 SERVICE 8/22/12 NNMC-9 4 LOCKS
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B2JJWV
GENM/PLUM -  DOOR LATCH / PUMPS - BLDG 19, 
ROOMS 1128, MER B335

SERVICE 8/28/12 NNMC-9 2 REPAIR

B2JJML
PLUM/GENM - CLOGGED DRAIN IN JANITORS CLOSET - 
RM 2288

SERVICE 8/28/12 NNMC-9 2 PLUMBING

B2JJN5
GENM - REPAIR DOORS TO MRI - BLDG 9, RMS 100, 103, 
117

SERVICE 8/28/12 NNMC-9 2 STRUCTURAL

B2JJ4W PLUM - secure floor drain cover - bld 9, 2nd fl room 2218 SERVICE 8/28/12 NNMC-9 2 PLUMBING

B2JJ54
PLUM - 2 BROKEN URINALS - 1 BROKEN TOILET - BLDG 9, 
RM 0270

URGENT 8/28/12 NNMC-9 3 PLUMBING

B2JK65 PTNG - PATCH & PAINT - BLDG 9, RM 2825 SERVICE 8/29/12 NNMC-9 2 FCA_PAINT

B2JK8S
HVAC - TOO HOT - PATIENTS COMPLAINING - BLDG 9, 
RM 2475, ENTIRE HALLWAY

URGENT 8/29/12 NNMC-9 3 HVAC

B2JL3Z
ELEC - CIRCUIT BREAKER TO REFRIGERATOR/FREEZER 
BLOWN - BLDG 9, 0782

URGENT 8/30/12 NNMC-9 3 ELECTRICAL

B2JPHT TOO COLD URGENT 9/4/12 NNMC-9 2 HVAC

B2JWTW
ELEC - LIGHT FIXTURE FALLING FROM CEILING - BLDG 9, 
NEAR RM 2217

URGENT 9/13/12 NNMC-9 3 ELECTRICAL

B2JWXN HOT ROOM - BLDG 9, RM 2923 URGENT 9/13/12 NNMC-9 3 HVAC
B2JVWD LOCK - DOORKNOB FELL OFF - BLDG 9, RM 3124 URGENT 9/11/12 NNMC-9 3 LOCKS
B2JWGG PLUM- Clogged sink drain, B-9, RM 1328 URGENT 9/12/12 NNMC-9 3 PLUMBING

B2JWM9 ELEC - DOOR MAGNET NOT WORKING - BLDG 9, 1752 URGENT 9/13/12 NNMC-9 3 ELECTRICAL

B2JVYK
ELEC - LIGHT FIXTURE FALLING FROM CEILING - BLDG 9, 
RM 1964

URGENT 9/11/12 NNMC-9 3 ELECTRICAL

B2JXLH ELEC-Automatic doors working , B-9, RM-3536 SERVICE 9/17/12 NNMC-9 2 ELECTRICAL
B2K26B GENM- Repair fire doors, B-9, door # 3000A SERVICE 9/24/12 NNMC-9 2 REPAIR
B2JXS9 Pest-exterminate, B-9, RM-2536 SERVICE 9/17/12 NNMC-9 2 PEST CONTROL
B2JXVR ELEC-DOORS DO NOT CLOSE URGENT 9/17/12 NNMC-9 2 ELECTRICAL
B2JXR9 ELEC- LIGHT OUT SERVICE 9/17/12 NNMC-9 2 ELECTRICAL
B2JXPR HVAC-STEAM IS OUT. URGENT 9/17/12 NNMC-9 3 PLUMBING
B2JXTL PLUM- Eye wash, B-9, RM 3134 URGENT 9/17/12 NNMC-9 2 PLUMBING

B2JXT7
PLUM-CHECK DOMESTIC UPPER LEVEL HOT WATER 
HEATER'S 3 AND 4

SERVICE 9/17/12 NNMC-9 2 PLUMBING

B2JXCN HOT CALL- PATIENT ROOM URGENT 8/22/12 NNMC-9 3 HVAC
B2JXD2 COLD CALL SERVICE 8/26/12 NNMC-9 2 HVAC
B2JXD5 NO HOT WATER IN THE GALLEY URGENT 8/27/12 NNMC-9 3 HVAC

B2JZDB EMSS - ALARM GOING OFF IN CEILING B-9, RM 1660 URGENT 5/17/12 NNMC-9 1 REPAIR

B2JZFH GENM-Repair Fire Doors SERVICE 9/20/12 NNMC-9 2 REPAIR
B2JZC8 PLUM- Drain, B-9, RM-0315C URGENT 9/20/12 NNMC-9 3 PLUMBING
B2JZH7 WATER LEAK URGENT 9/18/12 NNMC-9 3 PLUMBING

B2JZDZ
COLD CALL - BLOWING COLD AIR FROM VENT - BLDG 9, 
RM 1908

URGENT 9/20/12 NNMC-9 3 HVAC

B2JZGT WATER LEAK COMING FROM THE CEILING URGENT 9/18/12 NNMC-9 3 PLUMBING

B2K36Y
PLUM - WATER DOES'NT TURN ON / CRACKED SINK - 
BLDG 9, RMS 2765, 2770

SERVICE 9/25/12 NNMC-9 2 PLUMBING

B2K42G LOSS OF POWER URGENT 9/25/12 NNMC-9 3 ELECTRICAL
B2K42W BAD SMELL, PATIENTS ARE GETTING SICK URGENT 9/25/12 NNMC-9 3 HVAC

B2K2R7 ELEC - AUTOCLAVE # 8 & 9 : NO POWER - NNMC-9, 221 URGENT 8/1/12 NNMC-9 3 REPAIR

B2K425 TOO COLD IN OFFICE (COME IN THROUGH RM 1279) SERVICE 9/25/12 NNMC-9 2 HVAC
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B2K4ZZ
SINK IN STAFF RESTROOM IS MAKING A LOUD NOISE 
WHEN USED

SERVICE 9/27/12 NNMC-9 2 PLUMBING

B2K523 HVAC - MORGUE IS OUT OF RANGE URGENT 9/27/12 NNMC-9 3 HVAC
B2K525 NEEDS (3) SYLVANIA BULBS REPLACED SERVICE 9/27/12 NNMC-9 2 REPAIR

B2K4WW CEILING LEAK, B-9, RM-2J URGENT 9/28/12 NNMC-9 3 PLUMBING

B2K52J LEAKING TOILET, B-9, RM-2216 URGENT 9/28/12 NNMC-9 3 PLUMBING
B2K55N Repair Fire Doors BLDG 9 SERVICE 9/28/12 NNMC-9 1 REPAIR

B2K52W
PNEUMATIC TUBE CONTROL NEEDS TO BE SECURED 
BLDG 9 RM 2309

URGENT 9/28/12 NNMC-9 1

B2K52Z DOOR WILL NOT LOCK BLDG 9 RM 2829 URGENT 9/28/12 NNMC-9 1
B2K55P REPAIR FIRE DOORS BLDG 9 1ST FLOOR SERVICE 9/28/12 NNMC-9 1 REPAIR
B2K55R REPAIR FIRE DOORS BLDG 9 2ND FLOOR SERVICE 9/28/12 NNMC-9 1 REPAIR
B2K55S REPAIR FIRE DOORS 3RD FLOOR BLDG 9 SERVICE 9/28/12 NNMC-9 1 REPAIR
B2K55T REPAIR FIRE DOORS 4TH FLOOR BLDG 9 SERVICE 9/28/12 NNMC-9 1 REPAIR
B2K55V REPAIR FIRE DOORS 6TH FLOOR BLDG 9 SERVICE 9/28/12 NNMC-9 1 REPAIR
B2K55W REPAIR FIRE DOORS 7TH FLOOR BLDG 9 SERVICE 9/28/12 NNMC-9 1 REPAIR
B2K55X REPAIR FIRE DOORS B STAIRS BLDG 9 SERVICE 9/28/12 NNMC-9 1 REPAIR
B2K55Y REPAIR FIRE DOORS A STAIRS BLDG 9 SERVICE 9/28/12 NNMC-9 1 REPAIR
B2K532 DOOR WON'T SHUT - BLDG 9, RM 1586 SERVICE 9/28/12 NNMC-9 2 REPAIR

B2K4WM
COLD CALL - TEMP NEEDS TO GO UP ABOUT 8 DEGREES - 
BLDG 9, RM 2675

URGENT 9/28/12 NNMC-9 3 HVAC

B2K6RH CLOGGED FLOOR DRAIN URGENT 9/29/12 NNMC-9 3 PLUMBING

B2K73M VARIOUS BLDG 9 REPAIRS - BLDG 9, 3RD FLOOR APU SERVICE 10/3/12 NNMC-9 2 REPAIR

B2KJFP PATCH AND PAINT, B-9, PHARMACY, RM-2315 SERVICE 10/11/12 NNMC-9 2 FCA_PAINT

B2KJJ7
FIRE DOOR CORRECTIONS - BLDG 9, RMS 2577, 2572, 
2596A, 2595, 2624, 2626B, 2596B

SERVICE 10/11/12 NNMC-9 2 REPAIR

B2KJGH COLD CALL, B-9, OMS CLINIC SERVICE 10/11/12 NNMC-9 2 HVAC

B2KJD8
FIRE DOOR CORRECTIONS - BLDG 9, RMS 3200, 3236, 
3530, 3227, 3223, 2556

SERVICE 10/11/12 NNMC-9 2 REPAIR

B2KPTJ Locks, B-9, RMS- 1861, 1862, 1863, & 1864 SERVICE 10/16/12 NNMC-9 2 LOCKS
B2KPTV Patch and Paint, B-9, near room 19 in the hallway SERVICE 10/16/12 NNMC-9 2 FCA_PAINT
B2KM8M Ceiling Leak, Pharmcy, B-9, Door# 2317 URGENT 10/16/12 NNMC-9 3 PLUMBING
B2KPMD 5 REFRIGERATORS - BLDG 9, RM 0330F URGENT 10/16/12 NNMC-9 3 APPLIANCE
B2KM6X Light out over one of the sinks - BLDG 9, RM 1202 SERVICE 10/16/12 NNMC-9 2 ELECTRICAL
B2LBVD Patch & Paint, B-9, OUTSIDE OF RM-1223 SERVICE 10/22/12 NNMC-9 2 FCA_PAINT
B2LC4V Locks- Surgery SERVICE 10/22/12 NNMC-9 4 LOCKS
B2L9CG Sink, B-9, RM-1837 SERVICE 10/22/12 NNMC-9 2 PLUMBING
B2L9D8 Clogged toilet, B-9, RM-0819 URGENT 10/22/12 NNMC-9 3 PLUMBING

B2LBXS PTNG- PATCH & PAINT - BLDG 9, BETWEEM 2622 & 2623 SERVICE 10/22/12 NNMC-9 2 FCA_PAINT

B2LG46 Medical gas alarm panel, B-9, RM-3700 URGENT 10/23/12 NNMC-9 3
B2LG69 COLD CALL B-9 RM-1610 SERVICE 10/23/12 NNMC-9 1

B2LG92
PNEUMATIC TUBE INOPERABLE B-9 RM-NURSING 
STATION 3511

URGENT 10/23/12 NNMC-9 1

B2LG95 Hose, B-9, RM-3700 URGENT 10/23/12 NNMC-9 3
B2LDM3 ROOM TOO COLD B-9 RM-2280 & 2212 SERVICE 10/23/12 NNMC-9 1
B2LDL2 Pnuematic tube, B-9, RM 2309 URGENT 10/23/12 NNMC-9 3 HVAC
B2LDMK Garbage Disposible, B-9, RM-0837 SERVICE 10/23/12 NNMC-9 2 PLUMBING

B2LFZ4
COLD CALL- B-9, RM- 3221 & 3rd floor PAIN 
MANAGEMENT CLINIC

URGENT 10/23/12 NNMC-9 2 HVAC

B2LFZJ Lights out, B-9, RM-0354 SERVICE 10/23/12 NNMC-9 2 ELECTRICAL
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B2LR8G REPLACE BROKEN TOILET SEAT B-9 RM-113 SERVICE 10/26/12 NNMC-9 1 REPAIR
B2LVBZ Ceiling, B-9, RM-0719 SERVICE 11/2/12 NNMC-9 2 PLUMBING
B2LVDC Lights, B-9, RM-1858 & 3106 SERVICE 11/2/12 NNMC-9 2 ELECTRICAL
B2M2GK Pump, B-9, RM-0332 URGENT 11/7/12 NNMC-9 3 HVAC
B2M2BM Cold Call, B-9, RM-1624 SERVICE 11/7/12 NNMC-9 2 HVAC

B2LZG3 PLUM - NON-STOP URINAL - BLDG 9, RM0268,  MORGUE URGENT 11/6/12 NNMC-9 3 PLUMBING

B2LZGW
PLUM - FAUCET RUNNING CONSTANTLY - BLDG 9, MENS 
RR NEAR GI CLINIC

URGENT 11/6/12 NNMC-9 3 PLUMBING

B2LZGD CYPHER LOCK BROKEN B-9 RM-0817 SERVICE 11/6/12 NNMC-9 1 LOCKS

B2LY49
PLUM - NON-STOP FAUCET - LOOSE FAUCET - BLDG 9, 
RM 1677

URGENT 11/6/12 NNMC-9 2 PLUMBING

B2LZCY LIGHT OUT / CEILING TILE OUT - BLDG 9 SERVICE 11/6/12 NNMC-9 2 ELECTRICAL

B2M2LF
HOT WATER FAUCET WILL NOT SHUT OFF B-9 RM-0380A 
GALLEY

URGENT 11/8/12 NNMC-9 1 PLUMBING

B2M2Z4 No Power, B-9, RM-2987 SERVICE 11/8/12 NNMC-9 2 ELECTRICAL
B2M338 Locks- Main Operating Room SERVICE 11/8/12 NNMC-9 4 LOCKS
B2M22Y COLD CALL - BLDG 9, RM 1875 URGENT 11/7/12 NNMC-9 3 HVAC
B2LXWY Locks- Emergency Medicine SERVICE 11/6/12 NNMC-9 4 LOCKS
B2LZP9 Toilet Seat, B-9, RM-2953 SERVICE 11/7/12 NNMC-9 2 PLUMBING
B2LXZC Drain, B-9, RM-0380B SERVICE 11/6/12 NNMC-9 2 PLUMBING

B2LZK2
REPLACE FAILED DOC OPERATOR ON RETURN AIR 
DAMPER B-9

URGENT 11/6/12 NNMC-9 1 REPAIR

B2M2LS Hot Call, B-9, RM-1304A SERVICE 11/8/12 NNMC-9 2 HVAC
B2M33R Locks- Apherisis SERVICE 11/8/12 NNMC-9 4 LOCKS
B263Z9 HVAC- TOO COLD URGENT 1/4/12 NNMC-9 2 HVAC
B2643B PLUM - Urinal is Broken SERVICE 1/4/12 NNMC-9 1 PLUMBING
B264Z6 HVAC - TOO HOT - BLDG 9, RM 0729 URGENT 1/5/12 NNMC-9 2 HVAC
B266BF BLDG 9, LEAK IN COPPER SUPPLY LINE FOR PUMPS URGENT 1/6/12 NNMC-9 1
B26GN2 PLUM - Repair Water Fountain SERVICE 1/9/12 NNMC-9 1 PLUMBING
B26GGV BKLG- CEILING LIGHT IS OUT B9 SERVICE 1/9/12 NNMC-9 1 ELECTRICAL
B26H7R HVAC- AIR VENT URGENT 1/10/12 NNMC-9 2 HVAC
B26H6J HOLE IN WALL/DOOR STOPPER SERVICE 1/10/12 NNMC-9 1 REPAIR
B26H27 ELEC - GFCI - BLDG 9, RM 1664 URGENT 1/10/12 NNMC-9 2 ELECTRICAL
B26GRC NEW EXAM ROOM NEEDS PAINTED B9 SERVICE 1/10/12 NNMC-9 1 FCA_PAINT
B26GV4 RPL DOOR LOCK AND CRDNATOR B9 URGENT 1/10/12 NNMC-9 2 REPAIR
B26GZP PAINTING OF DOORS/DIRTY UTILITY B9 SERVICE 1/10/12 NNMC-9 1 FCA_PAINT
B26H3S TOILET, TILE, DOORS B9 URGENT 1/10/12 NNMC-9 2 REPAIR
B26H4C ELEC- LIGHTS B9 URGENT 1/10/12 NNMC-9 2 ELECTRICAL
B26H4J ELEC- INSTALL POWER RECEPTACLES B9 SERVICE 1/10/12 NNMC-9 1 ELECTRICAL
B26J9X GENM - LOCKER ROOM DOOR - BLDG 9, RM 3532 URGENT 1/11/12 NNMC-9 2 REPAIR
B26HX9 ELEC- OUTLET EXPOSED B9 URGENT 1/11/12 NNMC-9 2 ELECTRICAL
B26HXG BKLG - LIGHT OUT - BLDG 9, STAIRWELL 1C URGENT 1/11/12 NNMC-9 2 ELECTRICAL
B26J2D ELEC - OUTAGE - BLDG 9, RM 0201 SERVICE 1/11/12 NNMC-9 1 ELECTRICAL

B26GNF GENM - DOOR CLOSER  IS DETACHED - BLDG 9, RM 1725 URGENT 1/9/12 NNMC-9 2 REPAIR

B26J4V HVAC- COLD URGENT 1/11/12 NNMC-9 2 HVAC
B26J98 BKLG- LIGHT IN COPY ROOM B9 SERVICE 1/11/12 NNMC-9 1 ELECTRICAL
B26J6K PLUM - Toilet Clogged URGENT 1/11/12 NNMC-9 1 PLUMBING
B26J7B HVAC- HEAT URGENT 1/11/12 NNMC-9 2 HVAC
B279WH RPR BRKN FRNT DOOR HANDLE B9 URGENT 1/17/12 NNMC-9 2 REPAIR
B27B3J DOOR, COVER PANEL, LIGHT B9 SERVICE 1/17/12 NNMC-9 1 REPAIR
B27B3T PLUM- POSSIBLE TOILET LEAK B9 URGENT 1/17/12 NNMC-9 2 PLUMBING
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B27HJN GENM - Repair/Replace Doors, Undercut/ self-closer SERVICE 1/23/12 NNMC-9 1 REPAIR

B27HJP GENM - Repair/Replace Latch, Broken Doors SERVICE 1/23/12 NNMC-9 1 REPAIR

B27HJR GENM - Replace existing hinge, Repair Gap/latched SERVICE 1/23/12 NNMC-9 1 REPAIR

B27HJS GENM - Replace Missing Self Closer, Repair Gap SERVICE 1/23/12 NNMC-9 1 REPAIR
B27HJT GENM - R/R, Provide Missing Self Closer/Gap SERVICE 1/23/12 NNMC-9 1 REPAIR
B27HJV GENM - Repair/Replace Missing Door Closer/Gap SERVICE 1/23/12 NNMC-9 1 REPAIR
B27HJW GENM - Repair Latch/Gap SERVICE 1/23/12 NNMC-9 1 REPAIR
B27HJX GENM - Repair Gap/Latching Device SERVICE 1/23/12 NNMC-9 1 REPAIR

B27HJY GENM - Repair/Replace Self Closer, Latches/Hinges SERVICE 1/23/12 NNMC-9 1 REPAIR

B27HJZ GENM - Replace Fire Hinges SERVICE 1/23/12 NNMC-9 1 REPAIR

B27HK2 GENM - Repair/Replace Gap/ positive latching device SERVICE 1/23/12 NNMC-9 1 REPAIR

B27HK3 GENM - Repair/Replace, missing self-closer/Gap SERVICE 1/23/12 NNMC-9 1 REPAIR
B27HK4 GENM - Repair/Replace, Latch/Gap SERVICE 1/23/12 NNMC-9 1 REPAIR
B27HK5 GENM - Repair/Replace, Latch/Gap/Fire Exit SERVICE 1/23/12 NNMC-9 1 REPAIR
B27HK6 GENM - Repair/Replace, Fire Door Hinges/gap SERVICE 1/23/12 NNMC-9 1 REPAIR

B27HK7
GENM - Repair/Replace Broken, Damage Door 
Latch/Closing Sequence

SERVICE 1/23/12 NNMC-9 1 REPAIR

B27HK8 GENM - Repair/Replace Fire Doors, latching device/Gap SERVICE 1/23/12 NNMC-9 1 REPAIR

B27H7T
PLUM - RPR OVERHEAD HOT WATER LEAK-BLDG 9, RM 
0207

URGENT 1/23/12 NNMC-9 2 PLUMBING

B27K92 HVAC - TUBE SYS DOWN - BLDG 9, NEAR 3175 URGENT 1/26/12 NNMC-9 2 HVAC
B27K9F BKLG - LIGHTS GOING OUT - B9, R3235 SERVICE 1/26/12 NNMC-9 1 ELECTRICAL
B27KBF BKLG - LIGHT BULB REPALCEMENT URGENT 1/26/12 NNMC-9 2 ELECTRICAL
B27KG9 ELEC - MICROPHONE/SPEAKER SERVICE 1/26/12 NNMC-9 1 ELECTRICAL
B27LB2 ELEC - Lights Out URGENT 1/27/12 NNMC-9 2 ELECTRICAL
B27NN6 NEED HAND SOAP DISPINSER INSTALLED SERVICE 1/30/12 NNMC-9 1 REPAIR
B27NZ4 PLUM - Repair/Replace Faucet SERVICE 1/30/12 NNMC-9 1 PLUMBING
B27NZY PLUM - Exten Dranage Pipe SERVICE 1/30/12 NNMC-9 1 PLUMBING
B27NYV PLUM - URINALS - BLDG 9, RMS 1201, 2202 URGENT 1/30/12 NNMC-9 2 PLUMBING
B27NLK GENM-DOOR NOT WORKING SERVICE 1/30/12 NNMC-9 1 REPAIR
B27NLZ FIRE-EXTINGUISHER BOX NOT LOCKED SERVICE 1/30/12 NNMC-9 1 REPAIR
B27NMZ PLUM-HOT WATER FAUCET SERVICE 1/30/12 NNMC-9 1 PLUMBING
B27NNH PTNG- PATCH AND PAINT SERVICE 1/30/12 NNMC-9 1 STRUCTURAL
B27R87 GENM- HANG PLASTIC BOARDS URGENT 1/31/12 NNMC-9 2 LABOR
B27R84 ELEC - Ligets Out URGENT 1/31/12 NNMC-9 2 ELECTRICAL
B27WR6 ELEC - DOOR TO PACU - BLDG 9, RM 3026 URGENT 2/2/12 NNMC-9 2 ELECTRICAL
B27WRJ ELEC - DOOR LATCH - BLDG 9, RM 3505 URGENT 2/2/12 NNMC-9 2 ELECTRICAL
B27WKB ELEC - Power Outage URGENT 2/2/12 NNMC-9 1 ELECTRICAL
B27WS3 PLUM - WATER FOUNTAIN URGENT 2/2/12 NNMC-9 2 PLUMBING

B27WW3 PLUM - Install Water Pruifier URGENT 2/2/12 NNMC-9 2 PLUMBING

B27WTX ELEC - LIGHTS OUT - BLDG 9, RM 3033 URGENT 2/2/12 NNMC-9 2 ELECTRICAL

B27WWK GENM - DOOR CATCHES - BLDG 9, RM 1243 URGENT 2/2/12 NNMC-9 2 REPAIR

B27VS5 HVAC - Pneumatic Tube system URGENT 2/1/12 NNMC-9 2 HVAC
B27VTP GENM - Investigate and Repair Door URGENT 2/1/12 NNMC-9 2 REPAIR
B27WCK HVAC - Investigate/Repair EX-Fan 82 URGENT 2/1/12 NNMC-9 2 HVAC
B2848C GENM- TELEVISION MOUNT INSTALLATION SERVICE 2/9/12 NNMC-9 1 STRUCTURAL
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B27YSB PESTS - MOTHS - BLDG 9, RM 1648 URGENT 2/7/12 NNMC-9 2 PEST CONTROL
B284HK PLUM - AUTO FAUCETS - BLDG 9 URGENT 2/9/12 NNMC-9 2
B288N9 HVAC- THERMOSTAT NOT WORKING URGENT 2/10/12 NNMC-9 2 HVAC

B28B7P PLUM - HAZMAT / JOINT COMM. - BLDG 9, RM 1235 URGENT 2/11/12 NNMC-9 2 PLUMBING

B284BK GENM - LOCATE WIRE - BLDG 9, RM 0837 URGENT 2/9/12 NNMC-9 2 ELECTRICAL

B284BS FIRE ESCUCHEON PLATES - BLDG 9 URGENT 2/9/12 NNMC-9 2 FIRE EQUIPMENT

B284C9 PLUM - DRAIN PLATES URGENT 2/9/12 NNMC-9 2 PLUMBING
B284D5 BKCT - CEILING TILES - BLDG 9, RMS 0840, 0739 SERVICE 2/9/12 NNMC-9 2 STRUCTURAL

B284FL
ELEC - OUTAGE SUPPORT - BLDG 9, BASEMENT & WEST 
PENTHOUSE

SERVICE 2/9/12 NNMC-9 1 LABOR

B288MJ GENM - Install Faceplate for Cables URGENT 2/10/12 NNMC-9 2 REPAIR
B282TK RENUMBERING DIALYSIS STATIONS SERVICE 2/8/12 NNMC-9 1 LABOR
B28FF6 GENM - Patch and Paint Wall SERVICE 2/13/12 NNMC-9 1 REPAIR
B28FGW GENM- FIRE EXIT DOOR NOT OPENING URGENT 2/13/12 NNMC-9 2 LABOR
B28F7V PLUM- SEWER BACK UP URGENT 2/13/12 NNMC-9 2
B28FM3 GENM - DOOR OFF TRACK URGENT 2/13/12 NNMC-9 2 REPAIR
B2889V ELEC- POWER OUTAGE SERVICE 2/10/12 NNMC-9 4 ELECTRICAL
B28B7R ELEC - CEILING SPEAKERS URGENT 2/11/12 NNMC-9 2 ELECTRICAL
B28B7S CALL BELL-PATIENT ROOM - BLDG 9, RM 4202 URGENT 2/11/12 NNMC-9 2 ELECTRICAL
B288NJ GENM- RENUMBERING STATIONS URGENT 2/10/12 NNMC-9 2 LABOR
B28B7N ELEC - LIGHTS OUT - B9, 6 RMS URGENT 2/11/12 NNMC-9 2 ELECTRICAL
B288NM PLUM- FAUCET LEAK SERVICE 2/10/12 NNMC-9 2 PLUMBING
B28L4M ELEC - REPAIR POWER SUPPLY SUPPORT URGENT 2/15/12 NNMC-9 2 ELECTRICAL
B28L95 GENM - Repair Door URGENT 2/15/12 NNMC-9 2 REPAIR
B28KM3 GENM - REPAIR /REPLACE TOILET SEAT SERVICE 2/15/12 NNMC-9 1 REPAIR
B28LB8 GENM-REPAIR/REPLACE DOORS SERVICE 2/16/12 NNMC-9 1 REPAIR
B28LKP GENM - MISCELLANEOUS - BLDG 9 SERVICE 2/16/12 NNMC-9 1 MISC
B28LCN GENM-REPAIR/REPLACE DOOR SERVICE 2/16/12 NNMC-9 1 REPAIR
B28LNR BKLG - LIGHT OUT - BLDG 9, RM 0820 SERVICE 2/16/12 NNMC-9 1 ELECTRICAL
B28NG6 GENM- REPAIR/REPLACE DOOR SERVICE 2/21/12 NNMC-9 1 REPAIR
B2932M GENM - BROKEN TOILET SEAT - BLDG 9, RM 3358 URGENT 2/27/12 NNMC-9 2 REPAIR
B28NLC GENM- HOLE IN WALL SERVICE 2/21/12 NNMC-9 1 REPAIR
B28SC6 ELEC- Replace GFCI Outlet URGENT 2/24/12 NNMC-9 2 ELECTRICAL
B28S9F GENM- REPAIR HOLE/CRACK SERVICE 2/24/12 NNMC-9 1 REPAIR
B28SLT MECH-FCU AND LIGHT URGENT 2/24/12 NNMC-9 2 MECHANICAL
B28SMM OUTAGE- ELECTRICAL OUTAGE SERVICE 2/24/12 NNMC-9 1 ELECTRICAL
B28SHV LOCK- REPAIR LOCK SERVICE 2/24/12 NNMC-9 1 LOCKS
B28SJX GENM- REPAIR/REPLACE DOOR HANDLE SERVICE 2/24/12 NNMC-9 1 REPAIR
B28SL3 GENM-DOOR ISSUES URGENT 2/24/12 NNMC-9 2 REPAIR
B28SLG GENM-DOOR ISSUES URGENT 2/24/12 NNMC-9 2 REPAIR
B28S7Z ELEC - Light Out URGENT 2/24/12 NNMC-9 2 ELECTRICAL
B28S66 GENM- DOOR CLOSER - BLDG 9, RM 2868 SERVICE 2/24/12 NNMC-9 1 REPAIR
B28S69 PLUM - HOT WATER HEATER - BLDG 9, RM 0220 SERVICE 2/24/12 NNMC-9 1 PLUMBING
B28SDT GENM-INSTALL DOOR SILENCER SERVICE 2/24/12 NNMC-9 1 REPAIR
B28SFK LOCK-REPAIR LOCK SERVICE 2/24/12 NNMC-9 1 REPAIR
B28SFN LOCK-REPAIR CYPHER LOCK SERVICE 2/24/12 NNMC-9 1 LOCKS
B28SJ3 GENM- DOOR STAIRWELL BY MRI URGENT 2/24/12 NNMC-9 3 STRUCTURAL
B28SN2 PTNG - PATCH AND PAINT - BLDG 9, RM 1593 SERVICE 2/24/12 NNMC-9 1 FCA_PAINT
B28SL7 GENM - Repair/Paint Hole in wall SERVICE 2/24/12 NNMC-9 2 REPAIR
B29B6P ELCON - MAKING LOUD NOISE URGENT 2/29/12 NNMC-9 2 REPAIR
B29876 PLUM-TOILET SEAT AND DISPENSER URGENT 2/28/12 NNMC-9 2 PLUMBING
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B29894 PLUM-FAUCET REPAIR SERVICE 2/28/12 NNMC-9 1 PLUMBING

B29B7P BKLG - LIGHT OUT IN RESTROOM - BLDG 9, RM 2215 URGENT 2/29/12 NNMC-9 2 ELECTRICAL

B298B9 GENM-THERMOSTAT COVER SERVICE 2/28/12 NNMC-9 1 HVAC
B299YX FIRE-REPAIR COPPER TUBING URGENT 2/29/12 NNMC-9 2 REPAIR
B2988V LOCK - CHANGE CIPHER CODE - BLDG 9, RM 1506 URGENT 2/28/12 NNMC-9 2 LOCKS

B298GD LOCK - CLINIC DOOR LOCKS - BLDG 9, RMS 1505, 1551 SERVICE 2/28/12 NNMC-9 1 LOCKS

B29VF5 PLUM-CLOGGED TOILET URGENT 3/14/12 NNMC-9 2 PLUMBING
B29VFL PLUM-HEATER SHUTDOWN SERVICE 3/14/12 NNMC-9 1 PLUMBING
B29VG5 ELEC-RESTORE LIGHTS SERVICE 3/14/12 NNMC-9 1 ELECTRICAL
B29VGV ELEC- CHECK VOLTAGE OUTLET SERVICE 3/14/12 NNMC-9 1 ELECTRICAL

B29V9Y
GENM - INSTALL PEDAL BRACKETS TO WALL - BLDG 9, 
RMS 3545, 3553

URGENT 3/14/12 NNMC-9 2 LABOR

B29RND ELEC - quad power outlet SERVICE 3/12/12 NNMC-9 1 ELECTRICAL

B29V5S GENM - FIRE EXTINGUISHER MOUNT - BLDG 9, RM 3649 URGENT 3/14/12 NNMC-9 1 REPAIR

B29V42 BKLG-REPLACE LIGHTS SERVICE 3/14/12 NNMC-9 1 ELECTRICAL
B29VN2 GENM-REPAIR/REPLACE DOOR STOPPER SERVICE 3/15/12 NNMC-9 1 REPAIR
B29VPB BKLG-REPAIR/REPLACE LIGHTS SERVICE 3/15/12 NNMC-9 1 ELECTRICAL
B29VLV LOCK - CORRECT DOOR LOCK - BLDG, 9, RM 1733 URGENT 3/15/12 NNMC-9 2 LOCKS
B29NG2 ELEC-INTERCOM NOT WORKING URGENT 3/8/12 NNMC-9 2 ELECTRICAL
B29TMR PLUM-CLOGGED TOILET URGENT 3/13/12 NNMC-9 2 PLUMBING
B29RLN PLUM - Toilet Clogged URGENT 3/12/12 NNMC-9 2 PLUMBING
B29MMC LOCK - DOOR LATCH - BLDG 9, RM 0818 URGENT 3/6/12 NNMC-9 2 REPAIR
B29RN4 ELEC - Electric Outage SERVICE 3/12/12 NNMC-9 1 ELECTRICAL
B29VB6 ELEC-Fluorescent Lights Out SERVICE 3/14/12 NNMC-9 1 ELECTRICAL
B29N3N ELEC-REPAIR/REPLACE POWER OUTLETS SERVICE 3/7/12 NNMC-9 1 ELECTRICAL
B29VJL LOCK-081 PLASTIC SURGERY SERVICE 3/14/12 NNMC-9 1 STRUCTURAL
B29VJN LOCK- 082 PLASTIC SURGERY SERVICE 3/14/12 NNMC-9 1 STRUCTURAL
B29VK2 LOCK- 086 UROLOGY CLINIC SERVICE 3/14/12 NNMC-9 1 STRUCTURAL
B29VK3 LOCK- 087 GENERAL SURGERY SERVICE 3/14/12 NNMC-9 1 STRUCTURAL
B29P8K PLUM-CLOGGED SEWER URGENT 3/9/12 NNMC-9 2 PLUMBING
B29P8R PLUM-EYE WASH HOT WATER URGENT 3/9/12 NNMC-9 2 PLUMBING
B29NJ2 ELEC - FLICKERING LIGHT - BLDG 9, RM 3532 URGENT 3/8/12 NNMC-9 2 ELECTRICAL
B29N5S PEST-INVESTIGATE RODENTS URGENT 3/7/12 NNMC-9 2 PEST CONTROL
B29W3G ELEC - Install Emergency Outlet URGENT 3/15/12 NNMC-9 2 ELECTRICAL
B29VZ5 ELEC-MALFUNCTION PNEUMATIC SYS URGENT 3/15/12 NNMC-9 2 ELECTRICAL
B29VW4 ELEC - LIGHTS OUT BLDG 9, RM 2317 URGENT 3/15/12 NNMC-9 2 ELECTRICAL
B29VSS HVAC-ROUTINE MAINTENANCE SERVICE 3/15/12 NNMC-9 1 HVAC
B29XDC LOCK - BROKEN DOOR HANDLE - BLDG 9, RM 0212 URGENT 3/16/12 NNMC-9 2 LOCKS
B2B235 GENM-MOUNT LOGISTICS BOARD SERVICE 3/20/12 NNMC-9 1 LABOR ONLY
B2B6KW GENM-REPAIR DOOR HANDLE URGENT 3/26/12 NNMC-9 1
B2B6KY GENM-REPAIR DOOR HANDLE URGENT 3/26/12 NNMC-9 2 REPAIR
B2B6LD ELEC-REPAIR PNEUMATIC TUBE SYSTEM URGENT 3/26/12 NNMC-9 2 ELECTRICAL
B2B6RW GENM - Repair Stairwell Door B3 SERVICE 3/26/12 NNMC-9 1 REPAIR
B2B6RX GENM - Repair Stairwell Door SERVICE 3/26/12 NNMC-9 1 REPAIR
B2B6RY GENM - Repair Fire Door SERVICE 3/26/12 NNMC-9 1 REPAIR
B2B72C HVAC-OXYGEN FLOW PANEL LEAK URGENT 3/27/12 NNMC-9 2 HVAC
B2B8VY LOCK- 109 OB/GYN SERVICE 3/30/12 NNMC-9 1 STRUCTURAL
B2B8VW ELEC-REPAIR PNEUMATIC TUBE SYSTEM URGENT 3/30/12 NNMC-9 2 ELECTRICAL
B2BDV5 HVAC-ADJUSTTEMPERATURE URGENT 4/5/12 NNMC-9 2 HVAC
B2BD5B ELEC - POWER OUTAGE - BLDG 9, RM 2719 URGENT 4/4/12 NNMC-9 2 ELECTRICAL
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B2BDT6 PLUM-REPAIR PIPE LEAK FROM FREEZER URGENT 4/5/12 NNMC-9 2 PLUMBING
B2BHM6 HVAC-ADJUST FREEZER TEMP URGENT 4/10/12 NNMC-9 2 HVAC
B2BDZL HVAC-INSTALL DIFFERENT GAUGE/SEAL URGENT 4/5/12 NNMC-9 2 HVAC
B2BHMZ ELEC-EMCOR ELECTRICIAN ASSISTANCE SERVICE 4/10/12 NNMC-9 2 ELECTRICAL
B2BF2D BKLG-REPLACE BULB SERVICE 4/5/12 NNMC-9 1 ELECTRICAL
B2BF38 GENM-REPAIR AUTOMATIC DOORS URGENT 4/5/12 NNMC-9 2 REPAIR
B2BF66 GENM-REPLACE DOOR CLOSURE/PIPE LEAK URGENT 4/6/12 NNMC-9 2 REPAIR

B2BHBG
PLUM - REWORK COLD WATER HANDLE BROKEN - BLDG 
9, RM 0202

URGENT 4/9/12 NNMC-9 2 PLUMBING

B2BFDX LOCK-112 ANESTHESIA SERVICE 4/6/12 NNMC-9 1 LOCKS
B2BHJN GENM-REPAIR/REPLACE TOILET SEAT SERVICE 4/10/12 NNMC-9 1 REPAIR
B2BJW9 GENM - DOOR HARD TO OPEN - BLDG 9, RM 0734 SERVICE 4/12/12 NNMC-9 1 REPAIR
B2BNDG ELEC- PROVIDE ELECTRICIANS SERVICE 4/23/12 NNMC-9 1 ELECTRICAL
B2BKYD HVAC - HIGH TEMP ALARM - BLDG 9, RMS 0353 URGENT 4/17/12 NNMC-9 2 ELECTRICAL
B2BKZ8 GENM - SCRAPING DOOR - BLDG 9, RM 1568 URGENT 4/17/12 NNMC-9 2 REPAIR
B2BL5X LOCK - BROKEN LOCK - BLDG 9, RM 2968 URGENT 4/17/12 NNMC-9 2 LOCKS
B2BL6T PLUM - CEILING LEAK - BLDG 9, NEAR 2682 URGENT 4/17/12 NNMC-9 2 PLUMBING
B2BNCD ELEC- PROVIDE ELECTRICIANS SERVICE 4/23/12 NNMC-9 1 ELECTRICAL
B2BKX5 GENM - DOOR WON'T OPEN - BLDG 9, RM 2233 URGENT 4/16/12 NNMC-9 2 STRUCTURAL
B2BMM5 ELEC-REPAIR PNEUMATIC SYSTEM SERVICE 4/20/12 NNMC-9 1 ELECTRICAL
B2BMM8 PLUM-REPAIR SINK LEAK SERVICE 4/20/12 NNMC-9 1 PLUMBING

B2BLVV
PLUM - SOW FOR INSULATION REPAIR - BLDG 9, 
BASEMENT

URGENT 4/18/12 NNMC-9 1 PLUMBING

B2BMLK PLUM- FAUCET LEAK - BLDG 9, RM 1645 URGENT 4/19/12 NNMC-9 2 PLUMBING
B2BLVW HVAC-NEGATIVE PRESSURE SERVICE 4/18/12 NNMC-9 2 HVAC
B2BLVY HVAC-NEGATIVE PRESSURE URGENT 4/18/12 NNMC-9 2 HVAC
B2BLX8 GENM-REPAIR HOLE/REPLACE LIGHTS SERVICE 4/18/12 NNMC-9 1 REPAIR
B2BLXW GENM-REPAIR BULB/SHOWER/WINDOW SERVICE 4/18/12 NNMC-9 1 REPAIR
B2BKVX ELEC - RESTORE POWER URGENT 4/16/12 NNMC-9 2 ELECTRICAL
B2BKW9 ELEC-RESTORE POWER URGENT 4/16/12 NNMC-9 2 ELECTRICAL
B2BKZB HVAC-REPAIR GALLEY FREEZER URGENT 4/17/12 NNMC-9 2 HVAC

B2BN56
GENM - FLOOR DOOR LATCH PLATES - BLDG 9, DOOR 
1452A

SERVICE 4/19/12 NNMC-9 1 REPAIR

B2BMLT HVAC - TUBE SYS DOWN - BLDG 9, RM 2317 URGENT 4/20/12 NNMC-9 2 CONVEYING
B2BMN8 HVAC - TOO HOT - BLDG 9, RMS 1914, 1941 URGENT 4/20/12 NNMC-9 2 HVAC
B2BN3X LOCKS- DOOR LOCK MALFUNCTION URGENT 4/20/12 NNMC-9 2 LOCKS
B2BPFD PLUM - LEAKING FAUCET - BLDG 9, RM 2483 URGENT 4/25/12 NNMC-9 2 PLUMBING

B2BXXC
ELEC-NEED EMCOR ELECTRICIAN ASSISTANCE B-9 ROOM 
# 0201

SERVICE 5/7/12 NNMC-9 1 ELECTRICAL

B2BXXK
GENM-B-9 ROOM # 3100 REPAIR DOOR AND HOLE IN 
WALL

SERVICE 5/7/12 NNMC-9 1 REPAIR

B2BTMK ELEC-POWER OUTAGE URGENT 5/1/12 NNMC-9 2 ELECTRICAL

B2BW6L
PLUM- B-9 ROOM # 0221 SMELL OF RAW SEWAGE AND 
POSSIBLE LEAK FROM CEILING

URGENT 5/3/12 NNMC-9 2 PLUMBING

B2BW3Z HVAC - TOO HOT - BLDG 9, RM 1879 URGENT 5/3/12 NNMC-9 2 HVAC
B2BW4X PLUM - SPRAYING TOILET - BLDG 9, RM 1913 URGENT 5/3/12 NNMC-9 2 PLUMBING
B2BW5G PNTG - PAINT WALLS - BLDG 9, RM 1321 SERVICE 5/3/12 NNMC-9 1 FCA_PAINT
B2BVTL PLUM - CLOGGED TOILET - BLDG 9, RM 1913 SERVICE 5/3/12 NNMC-9 1 PLUMBING

B2BWBM
ELEC - REPAIR POWER OUTLET NOT WORKING BLDG 9, 
RM 1697

URGENT 5/3/12 NNMC-9 2 ELECTRICAL

B2BWB6
PLUM - DEIONIZED WATER SYS / CLOGGED DRAIN - 
BLDG 9, RM 0829, 0265

SERVICE 5/3/12 NNMC-9 1 PLUMBING
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B2BW9B
GENM-B-9 ROO, # 0302 AND 0354 DISABLE HANDICAPP 
BUTTON/REPLACE BUNED OUT LIGHTS.

SERVICE 5/3/12 NNMC-9 1 ELECTRICAL

B2BW3D
HVAC- B-9 ROOM # 0747,0748,2201 FAUCET 
LEAK/VERIFY PROPER HOT WATER FUNCTION

URGENT 5/3/12 NNMC-9 2 HVAC

B2BXZ5 ELEC - BAD OUTLET - BLDG 9, RM NEXT TO 0745 URGENT 5/7/12 NNMC-9 2 ELECTRICAL

B2BY4M
ELEC-EMCOR ELECTRICIAN ASSISTANCE B-9 ROOM # 
0201

SERVICE 5/7/12 NNMC-9 1 ELECTRICAL

B2BY4Z
PLUM-B-9 ROOM # 3560 LEAK/ ROOM # 2339 TUBE 
SYSTEM - REPAIR CEILING LEAK/REPAIR PNEUMATIC 
TUBE SYSTEM

URGENT 5/7/12 NNMC-9 2 PLUMBING

B2BY8C LOCK - BROKEN DOOR HANDLE - BLDG 9, RM 0368 URGENT 5/7/12 NNMC-9 2 LOCKS

B2C4WB ELEC - OUTLET NOT WORKING - BLDG 9, RM 1604, 1605 SERVICE 5/9/12 NNMC-9 1 ELECTRICAL

B2C4WF HVAC - PM AHU'S 60 & 61 - BLDG 9, RMS 0201, 0220 URGENT 5/9/12 NNMC-9 2 HVAC

B2C4XY HVAC - TUBE SYS DOWN - BLDG 9, BASEMENT, MER URGENT 5/9/12 NNMC-9 2 CONVEYING

B2C4XK
ELEC-B-9 RESTORE POWER/B-9 ROOM # 0220 REPAIR 
LEAKING PIPE/ REPAIR LEAKING FLANGE B-9 ROOM # 
0220

SERVICE 5/9/12 NNMC-9 1 ELECTRICAL

B2C4XR
GENM - DOORS STUCK CLOSE - CAN'T OPERATE - bldg 9, 
 rm 3026

URGENT 5/9/12 NNMC-9 REPAIR

B2C4YJ
HVAC-B-9 ROOM # 2656/2657 HOT TEMPERATURE 95 
DEGREES/ B-9 ROOM # 0202 POWER OUT - MACHINE 
CANNOT OPERATE.

URGENT 5/9/12 NNMC-9 HVAC

B2C637
GENM-B-9 ROOM # 0202 REPAIR DOOR- DOES NOT 
CLOSE ALL THE WAY.

SERVICE 5/11/12 NNMC-9 REPAIR

B2C54J HVAC - BLOWING COLD AIR - BLDG 9, RM 1908 SERVICE 5/9/12 NNMC-9 1 HVAC

B2C5JL
GENM - REPAIR DOOR CLOSURE AND WALL - BLDG 9, 
RMS 3100, 3500A

SERVICE 5/10/12 NNMC-9 1 STRUCTURAL

B2C6SW
ELEC-POWER OUTAGE B-9 ROOM # 0201 NEED EMCOR 
ELECTRICIAN ASSISTANCE.

SERVICE 5/14/12 NNMC-9 1 ELECTRICAL

B2C6TF ELEC-B-9 ROOM # 0220 - MAINTENANCE ALARM URGENT 5/14/12 NNMC-9 2 ELECTRICAL
B2C54F HVAC- B-9 ROOM # 1636 AND 1637 NO HEAT URGENT 5/9/12 NNMC-9 HVAC
B2C5PZ PTNG - PATCH & PAINT - BLDG 9, RM 3026 SERVICE 5/10/12 NNMC-9 1 FCA_PAINT
B2C5KP ELEC - OUTLETS OUT - BLDG 9, RM 2897 URGENT 5/10/12 NNMC-9 2 ELECTRICAL

B2C67V ELEC - INSTALL OUTLETS - BLDG 9, RMS 2535, 2546, 2537 SERVICE 5/11/12 NNMC-9 1 ELECTRICAL

B2C683 ELEC - POWER OUTAGE - BLDG 9, RM 3038 URGENT 5/11/12 NNMC-9 2 ELECTRICAL
B2C6W5 PLUM - HOT WATER HEATER URGENT 5/14/12 NNMC-9 3 PLUMBING
B2C9W9 PLUM-B-9 ROOM # 1561 - REPAIR BROKEN FAUCET SERVICE 5/17/12 NNMC-9 2 PLUMBING

B2C9XF
GENM - DOOR MISALIGNED - WON'T CLOSE/LOCK - 
BLDG 9, RM 0747

SERVICE 5/17/12 NNMC-9 2 STRUCTURAL

B2C9WV
EMSS - ALARM GOING OFF IN CEILING - BLDG 9, RM 
1660

URGENT 5/17/12 NNMC-9 3 ELECTRICAL

B2C7V4 GENM - REPLACE TOILET SEAT - BLDG 9, RM 2509 SERVICE 5/16/12 NNMC-9 2 REPAIR
B2C9FV ELEC-B-9 ROOM # 2719 - POWER OUTAGE URGENT 5/17/12 NNMC-9 3 ELECTRICAL

B2C869
ELEC-B-9 1ST FLOOR HALLWAY - CHECK FOR OPERATION 
OF POWER OUTLET

SERVICE 5/16/12 NNMC-9 2 ELECTRICAL

B2C9JW
REPAIR REFRIGERATION CONTROL SYSTEM - BLDG 9, RM 
0353

URGENT 5/17/12 NNMC-9 3 APPLIANCE

B2CF4Z ELEC - INSTALL DIMMER SWITCH - BLDG 9, RM 1504 SERVICE 5/22/12 NNMC-9 2 ELECTRICAL
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B2CD7K
GENM-B-9 ROOM # 1596 - REPAIR DOOR LOCK 
MECHANISM

SERVICE 5/21/12 NNMC-9 2 REPAIR

B2CF9R
ELEC - HANDICAP DOOR NOT WORKING - BLDG 9, REAR 
OF DINING AREA

URGENT 5/22/12 NNMC-9 3 ELECTRICAL

B2CK58
Outpatient Area, 2nd Floor, Bldg. 9, no A/C, no airflow in 
vents.

URGENT 5/29/12 NNMC-9 3 HVAC

B2CKRL ELEC-UTILITY OUTAGE REQUEST SERVICE 5/30/12 NNMC-9 4 ELECTRICAL

B2CK9R
GENM - Repair steam tank Leak/Reinstall Door Handle/ 
Lock Plate.

URGENT 5/30/12 NNMC-9 3 REPAIR

B2CKF8 BKLG - LIGHTS OUT - BLDG 9, RMS 2814, 3219 SERVICE 5/30/12 NNMC-9 2 ELECTRICAL

B2CK45 HVAC - TOO COLD IN PATIENT ROOM - BLDG 9, RM 3230 URGENT 5/29/12 NNMC-9 3 HVAC

B2CKRX PLUM-UNSTOP FLOOR DRAIN, BLDG 9 URGENT 5/30/12 NNMC-9 3 PLUMBING
B2CKS2 PLUM-REPAIR STEAM LEAK ABV STERILIZERS URGENT 5/30/12 NNMC-9 3 PLUMBING
B2CKLS ELEC - AUTO DOORS BROKEN - BLDG 9, RM 3026 URGENT 5/30/12 NNMC-9 3 ELECTRICAL
B2CKMY HVAC-REINSTALL DOOR HEATING ELEMENTS SERVICE 5/30/12 NNMC-9 4 HVAC

B2CK8F
HVAC - TOO COLD / TOO HOT - BLDG 9, RMS 2460, 2919, 
1945, 1947

URGENT 5/29/12 NNMC-9 3 HVAC

B2CK8J LOCK - DOOR HANDLE BROKEN - BLDG 9, RM 0216 URGENT 5/29/12 NNMC-9 3 LOCKS
B2CKN6 PLUM - 2 OF 7 TOILETS BROKEN - BLDG 9, RM 1202 SERVICE 5/30/12 NNMC-9 2 PLUMBING

B2CKRY
HVAC - TOO COLD - PATIENTS COMPLAINING - BLDG 9, 
RM 2475

URGENT 5/30/12 NNMC-9 3 HVAC

B2CKS9 GENM - PLASTIC THRESHOLD COMING UP - BLDG 9, RM SERVICE 5/30/12 NNMC-9 2 REPAIR

B2CND6 GENM - CRACKED TILE IN MAIN OR - BLDG 9, RM 3533 URGENT 6/6/12 NNMC-9 3 REPAIR

B2CP3D
HVAC-B-9 ROOM # MER 0220 - REPAIR LEAK ON DENTAL 
AIR SYSTEM.

URGENT 6/7/12 NNMC-9 3 HVAC

B2CN4X HVAC-B-9 ROOM # 1722 - HOT TEMPERATURE URGENT 6/6/12 NNMC-9 3 HVAC

B2CRYN
HVAC - TOO HOT  - PATIENT CARE AREA - BLDG 9, RM 
1411

URGENT 6/11/12 NNMC-9 3 HVAC

B2CRR2
ELEC-Bldg. 9, Main ORs. Temp. monitor gauge is broken. 
Either correctly calibrate or replace.

SERVICE 6/11/12 NNMC-9 2 ELECTRICAL

B2CNF7 HVAC-B-9 ROOM # 1569 - NEGATIVE PRESSURE SERVICE 6/6/12 NNMC-9 2 HVAC
B2CNY7 PLUM-B-9 ROOM # 3105 - REPAIR BROKEN SINK URGENT 6/7/12 NNMC-9 3 PLUMBING

B2CRCY PLUM - REMOVE WATER FOUNTAIN - BLDG 9, RM 0220 SERVICE 6/8/12 NNMC-9 2 PLUMBING

B2CLTB B-9 ROOM # 3667 POWER OUTAGE URGENT 6/4/12 NNMC-9 3 ELECTRICAL

B2CNZM PLUM- B-9 ROOM # 3360 INSTALL NEW ICE MACHINE SERVICE 6/7/12 NNMC-9 2 PLUMBING

B2CRHL PLUM - SNAKE OUT WASTEWATER LINES - BLDGS 9/9A SERVICE 6/8/12 NNMC-9 2 PLUMBING

B2CRHH
ELEC - REPAIR DAMAGED DOOR - SAFETY HAZARD - 
BLDG 9, RM 3026

URGENT 6/8/12 NNMC-9 3 REPAIR

B2CTDC
HVAC - FRIDGE TEMP TOO HIGH - BLDG 9, GALLEY 
(0330?)

URGENT 6/13/12 NNMC-9 3 APPLIANCE

B2CTFD
HVAC - FREEZER 0368 LEAKING WATER - BLDG 9, RM 
0368

URGENT 6/13/12 NNMC-9 3 HVAC

B2CSSR HVAC-TOO COLD URGENT 4/12/12 NNMC-9 3 HVAC
B2CSSW HVAC-TOO COLD ON EAST SIDE URGENT 4/14/12 NNMC-9 3 HVAC
B2CSSZ HVAC-ALARM GOING OFF. URGENT 4/14/12 NNMC-9 3 HVAC
B2CST8 ELEC-SHORT IN CIRCUIT. POWER TO OUTLETS OUT. URGENT 4/16/12 NNMC-9 3 ELECTRICAL
B2CSTT ELEC-LOSS OF POWER IN SEVERAL OUTLETS URGENT 4/15/12 NNMC-9 3 ELECTRICAL
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B2CSWC ELEC - OUTLET NOT WORKING - BLDG 9, NEAR 2315 SERVICE 6/12/12 NNMC-9 2 ELECTRICAL
B2CSWR LOCK - REPLACE DOORKNOB - BLDG 9, RM 0212 URGENT 6/12/12 NNMC-9 3 LOCKS

B2CSYW
GENM-Bldg. 10, Rm. 5056. Repair/replace curtain hooks 
for patient privacy.

SERVICE 6/13/12 NNMC-9 2

B2CSYZ
GENM-Bldg. 9, 3rd Floor, Rm. 3505. Television in 
patient's room is not working.

SERVICE 6/13/12 NNMC-9 2 REPAIR

B2CT6H
GENM-Bldg. 9, 2nd floor, Main Lab. Soap dispenser in 
patient's restroom has come out of wall and needs to be 
resecured.

SERVICE 6/13/12 NNMC-9 2 REPAIR

B2CT9Y
HVAC-Bldg. 9, 2nd Floor, Entire Outpatient Pharmacy 
(esp. Rms. 2324, 2312, 2311, and 2303) are too hot.

URGENT 6/13/12 NNMC-9 3 HVAC

B2CTCW GENM-B-9 ROOM# 0760 - FLOOR REPAIR SERVICE 6/13/12 NNMC-9 2 REPAIR
B2CSX5 SFHP - INSTALL DOORSTOP - BLDG 9, RM 3102 SERVICE 6/13/12 NNMC-9 2 LABOR
B2CT4G PLUM - CEILING LEAK - BLDG 9, RM 0212 SERVICE 6/13/12 NNMC-9 2 PLUMBING

B2CT79 ELEC - FIRE ALARMS NOT SOUNDING - BLDG 9, RM 2235 URGENT 6/13/12 NNMC-9 3 ELECTRICAL

B2CXBC Lock- Pulmonary clinic SERVICE 6/19/12 NNMC-9 4 LOCKS

B2CXCS
PLUM-Bldg. 9, Basement Galley. WATER LEAK IN THE 
GALLEY.

URGENT 6/19/12 NNMC-9 3 PLUMBING

B2CXD2 HVAC-Bldg. 9, Rm. 3416. Room not hot. URGENT 6/19/12 NNMC-9 3 HVAC

B2CX4K PLUM-B-9 ROOM # 3540 - REPAIR MINOR SINK LEAK. SERVICE 6/19/12 NNMC-9 PLUMBING

B2CWNM
GENM-Bldg. 9, 3rd Floor, OR/MRI Suite, Rm. 3125. 
Cabinet door has been ripped off.

SERVICE 6/18/12 NNMC-9 2 REPAIR

B2CWJ3
HVAC-Bldg. 9, Rm. 5101 and 5103. Please test for room 
pressure to ensure it's within standard according to POC.

URGENT 6/18/12 NNMC-9 3 HVAC

B2CWJK
GENM, PLUM-Bldg. 9, Rm. 3360. Ice machine is broken, 
filled with water. Also, pipe is missing from sink in room.

URGENT 6/18/12 NNMC-9 3 REPAIR

B2CWNN HVAC-Bldg. 9, Rm. 3123. Unit is dripping. URGENT 6/18/12 NNMC-9 3 HVAC

B2CWY7
GENM - Bldg. 9, 1st Floor ER, Rooms 1107, 1224, 1228, 
1225, 1236, and 1108. Patch and paint various holes in 
wall.

SERVICE 6/18/12 NNMC-9 2

B2CWZ9
ELEC - REQUEST FOR OUTAGE ASSISTANCE - BLDG 9, RM 
0222, MOR

SERVICE 6/19/12 NNMC-9 2 LABOR

B2CWR4
HVAC - CONDENSER ALARM SOUNDING - BLDG 9, RM 
0353

URGENT 6/18/12 NNMC-9 3 HVAC

B2CXBV HVAC - TUBE SYS DOWN - BLDG  9, RM 2350 URGENT 6/19/12 NNMC-9 3 REPAIR
B2CWH5 HVAC - TUBE SYS DOWN - BLDG 9, RM 2317 SERVICE 6/18/12 NNMC-9 2 REPAIR
B2CWHF PLUM - CLOGGED TOILET - BLDG 9, RM 1758 URGENT 6/18/12 NNMC-9 3 PLUMBING

B2CWK2
ELEC - NURSE CALL ALARM SOUNDING - BLDG 9, RM 
3026

URGENT 6/18/12 NNMC-9 3 ELECTRICAL

B2D4TP
GENM-Bldg. 9, Basement adjacent to elevator, Rm. 
0505. Ceiling tile needs to be replaced.

URGENT 6/25/12 NNMC-9 3 REPAIR

B2D53L

HVAC/ELEC-B-9 ROOM CORRIDOR ACROSS PACU-
REPLACE THERMOSTAT.B-9 3RD FLOOR COMMON 
AREAS RESTORE PROPER OPERATION TO COMMON 
AREA LIGHTS.

URGENT 6/26/12 NNMC-9 3 HVAC

B2D98H
ELEC - REQUEST FOR EMCOR ELECTRICIAN - BLDG 9, RM 
0222

SERVICE 6/26/12 NNMC-9 2 ELECTRICAL
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B2D432
HVAC - NO AIRFLOW - LABOTOMY LAB - BLDG 9, RM 
2486

URGENT 6/22/12 NNMC-9 3 HVAC

B2D44J PLUM - CLOGGED SINK - BLDG 9, RM 2515 SERVICE 6/22/12 NNMC-9 2 PLUMBING

B2D5ZW
GENM-Bldg. 9, Basement Galley, Patient Side. Door 
handle broken.

SERVICE 6/26/12 NNMC-9 2 REPAIR

B2D7BB
GENM-Bldg. 9, Rm. 0301, Dining Room. Door handle 
broken; glass courtyard door, far left side.

SERVICE 6/26/12 NNMC-9 2 REPAIR

B2D4J4
PLUM-Bldg. 9, 1st Floor, Rm. 1568. Pipe under sink is 
leaking.

URGENT 6/25/12 NNMC-9 3 PLUMBING

B2D4M6
PLUM-Bldg. 9, Basement Lab. 10 eyewash stations need 
temp. adjustment-too hot.

SERVICE 6/25/12 NNMC-9 2 PLUMBING

B2D586
HVAC - TOO COLD - PATIENT CARE AREA - BLDG 9, RMS 
2703, 2704

URGENT 6/26/12 NNMC-9 3 HVAC

B2D56F
PLUM-Bldg. 9, 3rd Floor, Rm. 3281. Toilet is not flushing 
properly, waste does not go down.

URGENT 6/26/12 NNMC-9 3 PLUMBING

B2D56G LOCK - BROKEN DOORKNOB - BLDG 9, RM 2513A SERVICE 6/26/12 NNMC-9 2 LOCKS

B2D4XZ
GENM-Bldg. 9A, ICU. Pneumatic Tube System is down. 
Please put back online.

URGENT 6/25/12 NNMC-9 3 REPAIR

B2D444 HVAC-EMPTY THE CONDENSATE DRAW TANK SERVICE 6/22/12 NNMC-9 4 HVAC

B2D4SZ
HVAC-Bldg. 9, 1st Floor, Gastroenterology Lab. Entire 
clinic is too cold.

URGENT 6/25/12 NNMC-9 3 HVAC

B2D4YB HVAC-Bldg. 9, Rm. 0380B. No A/C. URGENT 6/25/12 NNMC-9 3

B2D4M8
B-9 ROOM # 2895 - EXTEREMELY COLD 
TEMPERATURE,1285 - EXTREMELY HOT TEMPERATURE

URGENT 6/25/12 NNMC-9 3 HVAC

B2D4NF
ELEC-B-9 ROOM # 0753 - PNEUMATIC TUBE SYSTEM 
MALFUNCTION

URGENT 6/25/12 NNMC-9 3 ELECTRICAL

B2DZLY PLUM-CLOGGED URINALS URGENT 6/28/12 NNMC-9 3 PLUMBING

B2FB4Z
HVAC-B-9 ROOM # 1440 - EXTREMELY HOT 
TEMPERATURE

URGENT 6/29/12 NNMC-9 3 HVAC

B2DZR2 HVAC-B-9 ROOM # 1548 - HOT TEMPERATURE. URGENT 6/28/12 NNMC-9 3 HVAC
B2DZNZ PLUM-REMOVE SINK FROM WORK ROOM SERVICE 6/28/12 NNMC-9 4 PLUMBING

B2DZKV
LOCK - REPLACE CIPHER LOCK BATTERY - BLDG 9, PICU, 
RM 3510

SERVICE 6/28/12 NNMC-9 2 LOCKS

B2FB5P
LOCKS-Bldg. 9, Rm. 4240. Needs cypher lock installed in 
door.

SERVICE 6/29/12 NNMC-9 2 LOCKS

B2F89M
GENM-B-9 ROOM # 3233- PATCH AND PAINT HOLE IN 
WALL.B-9 ROOM # OUTSIDE 3219 - INSTALL EMERGENCY 
ELECTRICAL OUTLET.

SERVICE 6/28/12 NNMC-9 2 REPAIR

B2DZNJ BKLG-Bldg. 9, Rm. 2550. Lightbulb needs to be replaced. SERVICE 6/28/12 NNMC-9 2 REPAIR

B2DZPM
HVAC-Bldg. 9, 3rd Floor, Main OR, Rm. 3666. Room 
needs to be reduced in temp. to 65 degrees. Holds 
human remains.

URGENT 6/28/12 NNMC-9 3 HVAC

B2DZPT
HVAC-Bldg. 9, 3rd Floor, Main OR, Rm. 3519, Equipment 
Room. Please reduce in temp. to 68 degrees.

SERVICE 6/28/12 NNMC-9 2 HVAC

B2F89H
BKLG-Bldg. 9, Rm. 2510A. Light is out, please replace 
bulb. Completely dark in restroom.

URGENT 6/28/12 NNMC-9 3 REPAIR

B2F87Z HVAC-BIOSAFETY ROOM UNDER NEGATIVE PRESSURE URGENT 5/9/12 NNMC-9 3 HVAC

B2F885 PLUM-NO HOT WATER URGENT 5/9/12 NNMC-9 3 PLUMBING
B2F889 HVAC-TOO HOT URGENT 5/9/12 NNMC-9 3 HVAC
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B2F88M PLUM-DISH MACHINE WENT DOWN URGENT 5/9/12 NNMC-9 3 PLUMBING

B2FV79 ELEC - AUTO-DOOR WON'T OPEN - BLDG 9, RM 3700 URGENT 7/10/12 NNMC-9 3 ELECTRICAL

B2FVGX PLUM - CLOGGED SINKS - BLDG 9, RM 0202 URGENT 7/10/12 NNMC-9 3 PLUMBING

B2FVDL
ELEC - LIGHT FIXTURE DANGLING - HAZARDOUS - BLDG 
9, RM 2258

URGENT 7/10/12 NNMC-9 3 ELECTRICAL

B2FVK6
HVAC-BROKEN T-STAT: CUSTOMER CANNOT CHANGE 
TEMP

URGENT 5/22/12 NNMC-9 1 HVAC

B2FVKK PLUM-GARBAGE DISPOSAL CLOGGED URGENT 5/22/12 NNMC-9 1 PLUMBING
B2FTY7 B-9 ROOM # 0354 - REPAIR DOOR. SERVICE 7/9/12 NNMC-9 2 REPAIR

B2FSZC
GENM-Bldg. 9, Gynecology Clinic, Rooms 2331 and all 
exam rooms. Door handle malfunctioning (2331) and 
mirrors need to be installed (all exam rooms).

SERVICE 7/9/12 NNMC-9 2 REPAIR

B2FT38 HVAC-Bldg. 9, Rm. 1436. Room is too cold. URGENT 7/9/12 NNMC-9 3 HVAC
B2FV2V B-9 ROOM # 1512 - REPAIR DOOR LOCK URGENT 7/9/12 NNMC-9 3 REPAIR
B2FVJ4 Lock- DMS (Medicine) SERVICE 7/10/12 NNMC-9 4

B2FTWV HVAC-Bldg. 9A, NICU, entire unit, 4th Floor. Too cold. URGENT 7/9/12 NNMC-9 3 HVAC

B2FVHJ
PLUM-B-9 ROOM # 1319A - REPAIR CEILING 
LEAK/REPAIR BROKEN DOOR HANDLE

URGENT 7/10/12 NNMC-9 3 PLUMBING

B2FVHS
PLUM-Bldg. 9, Rm. 3561. Room is too cold. Please trace 
line and investigated valve to see if hot water is turned 
on.

URGENT 7/10/12 NNMC-9 3 PLUMBING

B2FV93
HVAC-B-9 ROOM # 3RD FLOOR ROOM # 20 - HOT 
TEMPERATURE

URGENT 7/10/12 NNMC-9 3 HVAC

B2FVHC HVAC-B-9 ROOM # B0303 - COLD TEMPERATURE URGENT 7/10/12 NNMC-9 3 HVAC

B2FVH5
HVAC-B-9 ROOM # 421 ICU DEPARTMENT - COLD 
TEMPERATURE

URGENT 7/10/12 NNMC-9 3 HVAC

B2FYTN
LOCK - CIPHER LOCK  - THE # "9" DOES NOT WORK - 
BLDG 9, RM 4165

SERVICE 7/16/12 NNMC-9 2 LOCKS

B2FZ6N
PLUM - WATER FOUNTAIN PLATE - EXPOSED PLUMBING - 
BLDG 9, NEAR 3231

SERVICE 7/16/12 NNMC-9 2 PLUMBING

B2FZB5 HVAC-B-9 ROOM # 1245 - COLD TEMPERATURE SERVICE 7/16/12 NNMC-9 2 HVAC
B2FZ2S HVAC-B-9 ROOM # 2859 - COLD TEMPERATURE URGENT 7/16/12 NNMC-9 HVAC

B2FZ5X
GENM-Bldg. 9, Rm. B0380A. Basement door to supply 
room has handle broken off, prevents door from 
opening. Please fix.

SERVICE 7/16/12 NNMC-9 2 REPAIR

B2FZ5W GENM-DOOR IS LEAKING OIL SERVICE 7/16/12 NNMC-9 1 REPAIR

B2FZ86 B-9 ROOM # 0380 - STEAM SHUTDOWN FOR REPAIR URGENT 7/16/12 NNMC-9 3 HVAC

B2FYTP
GENM-Bldg. 9, Rm. 1390. Fire door leading to Atrium not 
operating properly, will not close completely in event of 
fire, due to door dragging on floor.

URGENT 7/16/12 NNMC-9 3 REPAIR

B2FZ7Y
ELEC - NO POWER TO TV OUTLET - BLDG 9, PHARMACY 
WAITING AREA

SERVICE 7/16/12 NNMC-9 2 ELECTRICAL

B2FZ92
HVAC - TOO COLD - SET AT 85, READING 65 - BLDG 9, RM 
2895

URGENT 7/16/12 NNMC-9 3 HVAC

B2GJW2 HVAC-B-9 ROOM # 2925 - HOT TEMPERATURE URGENT 7/20/12 NNMC-9 3 HVAC

B2GK3T
PLUM - TOILET/FAUCET BROKEN - BLDG 9, RMS 0602, 
1678

URGENT 7/20/12 NNMC-9 3 PLUMBING

B2GJZ8 HVAC B-9 ROOM # 0605 - AC NOT WORKING. URGENT 7/20/12 NNMC-9 3 HVAC
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B2GK3X
HVAC-B-9 SICU DEPARTMENT ROOM # 3073 - HOT 
TEMPERATURE

URGENT 7/20/12 NNMC-9 3 HVAC

B2GK2B
PLUM - EMCOR OUTAGE - 7/21/12 - 0600 TO 1500 - 
BLDG 9, RM 0220

SERVICE 7/20/12 NNMC-9 1 PLUMBING

B2GK2R HVAC - HEAT ON - NO AC - BLDG 9, RM 0207 URGENT 7/20/12 NNMC-9 3 HVAC

B2GK5W
B-9 ROOM # 2719 NO POWER, ROOM # 2763 BROKEN 
LOCK.

SERVICE 7/20/12 NNMC-9 2 ELECTRICAL

B2GJV7
ELEC - NO POWER TO CONVEYOR BELT - BLDG 9, RM 
0303C

URGENT 7/19/12 NNMC-9 3 ELECTRICAL

B2GLTP LOCK-INSTALL MECHANICAL CYPHER LOCK SERVICE 7/25/12 NNMC-9 4 LOCKS
B2GKPY ELEC-B-9 ROOM # 2724 - POWER OUTAGE URGENT 7/23/12 NNMC-9 3 ELECTRICAL

B2GKRX ELEC B-9 ROOM # 2724 AND 2715 - POWER OUTAGE URGENT 7/23/12 NNMC-9 ELECTRICAL

B2GKPX
PLUM-Bldg. 9, Rm. 2834. Toilet seat needs to be 
tightened.

URGENT 7/23/12 NNMC-9 3 PLUMBING

B2GKRH PLUM-Bldg. 9, Rm. 1257. Water fountain is clogged. SERVICE 7/23/12 NNMC-9 2 PLUMBING

B2GN7Y
PTNG - PATCH & PAINT - BLDG 9, ULTRASOUND 
HALLWAY 9 (NEAR 1916)

SERVICE 7/27/12 NNMC-9 2 FCA_PAINT

B2GN98
ELEC - POWER POLES IN NEED OF REPAIR - BLDG 9, 
PATHOLOGY

SERVICE 7/27/12 NNMC-9 2 ELECTRICAL

B2GNCZ GENM-B-9 ROOM # 2256 - REPAIR DRY WALL. SERVICE 7/27/12 NNMC-9 2 REPAIR

B2GMFD
ELCON-Bldg. 9A, Elevator #20. Elevator's doors will not 
open on basement level.

URGENT 7/26/12 NNMC-9 3 CONVEYING

B2GKPT
BKLG-B-9 ROOM # 1332 AND 1399 - REPLACE BURNED 
OUT LIGHTS.

SERVICE 7/23/12 NNMC-9 2 ELECTRICAL

B2GM5J B-9 ROOM # 2716 - DOOR DOES NOT LOCK SERVICE 7/25/12 NNMC-9 2 REPAIR

B2GMWJ
PLUM-B-9 ROOM # 2536 - CUT 1 INCH OF THE WATER 
PIPELINE.

SERVICE 7/26/12 NNMC-9 PLUMBING

B2GM5Y HVAC-B-9 ROOM # 2670 - COLD TEMPERATURE SERVICE 7/25/12 NNMC-9 HVAC

B2GVRX GENM- B-9 ROOM # 2989 - REPAIR STICKING DOOR. SERVICE 8/1/12 NNMC-9 2 REPAIR

B2GXNK HVAC-B-9 ROOM # 3533  - AC UNIT NOT WORKING URGENT 8/2/12 NNMC-9 3 HVAC
B2HC3Z GENM - FLOOR BUCKLING - BLDG 9, RM 3128 URGENT 8/13/12 NNMC-9 3 STRUCTURAL
B2HCFN PLUM - CLOGGED TOILET - BLDG 9, RM 2616 URGENT 8/13/12 NNMC-9 3 PLUMBING
B2H5XC PLUM - CEILING LEAK - BLDG 9, GALLEY KITCHEN URGENT 8/7/12 NNMC-9 3 PLUMBING
B2H63R HVAC - TOO COLD IN PEDS ICU - BLDG 9, RM 3546 URGENT 8/8/12 NNMC-9 3 HVAC
B2H6JW PLUM-B-9 ROOM # 0817 - REPAIR CLOGGED SINK. SERVICE 8/9/12 NNMC-9 2 PLUMBING
B2H6K8 GENM-B-9 ROOM # 3338- REPAIR FLOOR TILES. SERVICE 8/9/12 NNMC-9 2 REPAIR

B2HP5P
LOCK - DOOR HANDLE TO PACU BROKEN - BLDG 9, NEXT 
TO 3647

SERVICE 8/16/12 NNMC-9 2 LOCKS

B2HPJ3
HVAC - TOO COLD - DOING PEDIATRIC CASES - BLDG 9, 
RM 2675

URGENT 8/17/12 NNMC-9 3 HVAC

B2HPJP HVAC - TUBE SYS DOWN - BLDG 9, RM 0758 URGENT 8/17/12 NNMC-9 3 HVAC

B2HMCP
PLUM-B-9 ROOM # 1391A - REPAIR CEILING 
LEAK/REPAIR BROKEN DOOR HANDLE

SERVICE 8/15/12 NNMC-9 3 PLUMBING

B2HN9D
PLUM-B-9 ROOM # 1407 -  REPAIR SINK DOES NOT HOLD 
WATER. B-9 ROOM # 1349 - REPAIR MISALIGNED DOOR.

SERVICE 8/15/12 NNMC-9 2 PLUMBING

B2HNRF
HVAC-B-9 ROOM # 2317 - REFRIGERATOR OUT OF 
TEMPERATURE

URGENT 8/15/12 NNMC-9 2 HVAC

B2HPK7 PLUM-B-9 ROOM # 3021 - REPAIR CEILING LEAK. URGENT 8/17/12 NNMC-9 3 PLUMBING
B2HPNL LOCK - CHANGE CIPHER CODE - BLDG 9, RM 3576 SERVICE 8/17/12 NNMC-9 2 LOCKS
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B2HP8R GENM-B-9 ROOM # 3026 - PATCH AND PAINT WALL SERVICE 8/16/12 NNMC-9 2 REPAIR

B2HPKY PLUM-B-9 ROOM # 1202 - REPAIR TOILET SERVICE 8/17/12 NNMC-9 2 PLUMBING
B2HNZM ELEC-B-10 - EMERGENCY LIGHT TESTING SERVICE 8/16/12 NNMC-9 2 ELECTRICAL
B2HP25 ELEC-B-9 3RD FLOOR - EMERGENCY LIGHT TESTING SERVICE 8/16/12 NNMC-9 2 ELECTRICAL
B2HP28 ELEC-B-9A,9, AND 10 - EMERGENCY LIGHT TESTING SERVICE 8/16/12 NNMC-9 2 ELECTRICAL

B2HP2L
PLUM-B-9 ROOM # 0235 - SHUT OFF TWO HOT WATER 
VALVES

SERVICE 8/16/12 NNMC-9 2 PLUMBING

B2HNXV PLUM - REPAIR OR REPLACE PIPES - BLDG 9, RM 0216 URGENT 8/15/12 NNMC-9 3 REPAIR

B2HPDP
LOCKS - INSTALL NEW GRADE 1 REVOLUTION CIPHER 
LOCK - BLDG 9, RM 2965

SERVICE 8/16/12 NNMC-9 2 LOCKS

B2HVHK ELEC - POWER OUTAGE - BLDG 9, RMS 2919 SERVICE 8/23/12 NNMC-9 2 ELECTRICAL

B2J22D
LOCK - DOOR MISALIGNED - LOOSE SCREWS IN JAMB 
MECHANISM - BLDG 9, RM 2508

SERVICE 8/23/12 NNMC-9 2 LOCKS

B2HVHD
HVAC-B-9 ROOM # 1598 AND 1624 - COLD 
TEMPERATURE

URGENT 8/23/12 NNMC-9 3 HVAC

B2HVK6 LOCK-B-9 ROOM # 1342 - REPAIR LOCK SERVICE 8/23/12 NNMC-9 2 LOCKS

B2HVKL
ELEC-B-9 ROOM # 1858 - REPAIR LOOSE ELECTRICAL 
OUTLET

SERVICE 8/23/12 NNMC-9 2 ELECTRICAL

B2HVMP
HVAC-B-9 ROOM # 0380 - REPAIR WALK IN 
REFRIGERATOR

SERVICE 8/23/12 NNMC-9 2 HVAC

B2JLMN
BKLG - BATHROOM LIGHT BLOWN - TOTALLY DARK - 
BLDG 9, RM 3524

SERVICE 8/30/12 NNMC-9 2 ELECTRICAL

B2JL75 HVAC - TUBE SYS DOWN - BLDG 9, RM 0758 URGENT 8/30/12 NNMC-9 3 HVAC

B2JSLM
GENM-B-9 ROOM # 3505 AND 3533 - OPERATING ROOM 
DOORS DOES NOT CLOSE PROPERLY.

SERVICE 9/6/12 NNMC-9 2 REPAIR

B2JLFV
PLUM - REMOVE BLOOD BOWL - INSTALL EYEWASH 
STATION - BLDG 9, RM 1235

SERVICE 8/30/12 NNMC-9 2 PLUMBING

B2JLVK PLUM - SNAKE OUT WASTEWATER LINES - BLDGS 9/9A SERVICE 8/31/12 NNMC-9 2 PLUMBING

B2JM73 PLUM-STEAM LEAK SERVICE 8/31/12 NNMC-9 2 PLUMBING

B2JRFT
ELEC - AUTO OPEN DOOR NOT WORKING - BLDG 9, RM 
3700

URGENT 9/6/12 NNMC-9 3 ELECTRICAL

B2JPMH TOO HOT IN STERILE PROCESSING URGENT 9/4/12 NNMC-9 3 HVAC

B2JRGX ELEC-B-9 ROOM # 1321 - REPLACE BURNED OUT LIGHTS. SERVICE 9/6/12 NNMC-9 2 ELECTRICAL

B2JRK6 HVAC-B-9 ROOM # 1808 - HOT TEMPERATURE URGENT 9/6/12 NNMC-9 3 HVAC
B2JRSC HVAC-B-9 ROOM # 0221 - HOT TEMPERATURE URGENT 9/6/12 NNMC-9 3 HVAC
B2JPNJ ELEC- RADIOLOGY EQUIPMENT DISCONNECT URGENT 9/4/12 NNMC-9 3 ELECTRICAL
B2JPWB LIGHT IN BATHROOM NOT WORKING. URGENT 9/2/12 NNMC-9 3 ELECTRICAL

B2JRFD
GENM-B-9 HALLWAY NEAR 2587 - PATCH AND PAINT 
WALL

SERVICE 9/6/12 NNMC-9 2 REPAIR

B2JPVH PLUM-B-9 ROOM # 0330 - CEILING LEAK URGENT 9/5/12 NNMC-9 PLUMBING

B2JR2C
HVAC-B-9 ROOM # 1ST FLOOR RADIOLOGY 
DEPARTMENT - NO AIR FLOW

URGENT 9/5/12 NNMC-9 HVAC

B2JR4F GENM-B-9 ROOM # 1211 - PATCH AND PAINT WALL SERVICE 9/5/12 NNMC-9 REPAIR

B2JPX5 ELEC - LIGHT IS OUT IN PATIENT ROOM URGENT 8/24/12 NNMC-9 3 ELECTRICAL

B2JR4X
PLUM - CEILING LEAK IN LADIES ROOM ACROSS FROM 
 ESCALATORS

URGENT 8/26/12 NNMC-9 3 PLUMBING

B2JZL8 GENM-DOOR, B-9, RM-1342 SERVICE 9/20/12 NNMC-9 2 REPAIR
B2JZPC BROKEN TOILET SEAT - BLDG 9, RM 1201 SERVICE 9/21/12 NNMC-9 2 LABOR
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B2JZPJ HVAC - TUBE SYS DOWN - BLDG 9, RM 2426 URGENT 9/21/12 NNMC-9 3 HVAC

B2JZR3
OR ENTRY DOOR WON'T RESPOND TO BELL OPENER - 
BLDG 9, RM 3700

SERVICE 9/21/12 NNMC-9 2 ELECTRICAL

B2K24T EMERGENCY LIGHT - BLDG 9, RM 1782 SERVICE 9/21/12 NNMC-9 2 ELECTRICAL
B2K248 HVAC - TUBE SYS DOWN - BLDG 9, RM 0758 URGENT 9/21/12 NNMC-9 3 HVAC
B2K2FL REFRIGERATOR TEMP TOO HIGH URGENT 9/21/12 NNMC-9 3 HVAC
B2K2GJ FLOOD: WATER BACKING UP INTO ROOM URGENT 9/21/12 NNMC-9 3 PLUMBING
B2K2GR WATER LEAK. URGENT 9/22/12 NNMC-9 3 PLUMBING
B2K2ZB UPS ALARM SOUNDING SERVICE 9/22/12 NNMC-9 2 HVAC
B2K2ZL POSSIBLE HAZMAT LEAK IN MRI SUITE URGENT 9/23/12 NNMC-9 3 HVAC
B2K329 BROKEN  DOOR FRAME SERVICE 9/24/12 NNMC-9 2 REPAIR
B2K45J HVAC- CLEAN RETURN VENTS SERVICE 9/26/12 NNMC-9 1 HVAC

B2K45M PLUM- Remove and Dispose of water fountains Bld. 9 SERVICE 9/26/12 NNMC-9 2 PLUMBING

B2K7D3 SHOWER HEAD BROKEN, B-9, RM-3506 SERVICE 10/4/12 NNMC-9 2 PLUMBING

B2KFGN
LEAKING PIPE FROM STEAM STERALIZER BLDG 9 RM 
3232

URGENT 10/9/12 NNMC-9 1

B2KFDJ
GENM - DOOR NEEDS MOLDING - CRICKETS GETTING 
UNDER DOOR - BLDG 9, STAIRWAY 1-B

SERVICE 10/9/12 NNMC-9 2 LOCKS

B2KBTW WATER DRIPPING DOWN FROM CRACK IN CEILING. SERVICE 10/1/12 NNMC-9 2 PLUMBING

B2KBV4 PLUM - BATHROOM IS FLOODED URGENT 10/1/12 NNMC-9 3 PLUMBING
B2K7LN LIGHTS RELAMP, B-9, RM-1218 SERVICE 10/4/12 NNMC-9 2 ELECTRICAL
B2K7FB HOT CALL BLDG 9 RM 2715 URGENT 10/4/12 NNMC-9 1
B2K9SK Door, B-9, DOOR # 0320 SERVICE 10/4/12 NNMC-9 2 LOCKS
B2KB4Z Outlet not working, B-9, RM-0729 SERVICE 10/4/12 NNMC-9 2 ELECTRICAL
B2K7FM TUBE STATION DOWN, B-9, PHARMACY URGENT 10/4/12 NNMC-9 3 HVAC
B2KJYZ SERVICE - Install 240 VAC Outlet, Bldg. 9 URGENT 10/12/12 NNMC-9 1
B2KK3W AIR HANDLER #45 REPAIR BLDG 9 RM MECH 3200 SERVICE 10/12/12 NNMC-9 1

B2KJWN
B-9 ¿ 1201 ¿ RH (3rd) urinal will not flush, 3rd sink has 
NO water

SERVICE 10/12/12 NNMC-9 2 PLUMBING

B2KJXW POWER OUTAGE IN SLEEP LAB, NNMC-9, RM: 2947 SERVICE 10/10/12 NNMC-9 2 ELECTRICAL
B2KTVW Call bell systems, B-9, RM-3556 SERVICE 10/17/12 NNMC-9 2 LABOR
B2KTSZ RESTORE OPERATION TO TF-81 URGENT 10/17/12 NNMC-9 1

B2KTTF
FLOOR RIPPED APART IN MOR - ENTRY TO SURGERY - 
BLDG 9, RM 3653

URGENT 10/17/12 NNMC-9 3 REPAIR

B2KTW6
WALK-IN REFRIGERATOR TEMP TOO HIGH - BLDG 9, RM 
0268

URGENT 10/17/12 NNMC-9 3 APPLIANCE

B2KTXJ FAUCET LEAK, B-9, RM-3560 SERVICE 10/17/12 NNMC-9 2 PLUMBING
B2KTY5 Lights, B-9, RM-0602 SERVICE 10/17/12 NNMC-9 2 ELECTRICAL
B2KTPW WALK-IN REFRIGERATOR, B-9, GALLEY URGENT 10/17/12 NNMC-9 3

B2LNNT
LEAK REPAIR & REPLACE CEILING TILES AND B-9 DOORS 
#0236A & 0301

URGENT 10/25/12 NNMC-9 1 PLUMBING

B2LHNJ
ELEC - AUTO DOORS OPEN BY THEMSELVES - BLDG 9, 
3129

URGENT 10/24/12 NNMC-9 3 ELECTRICAL

B2LHMR Lights, B-9, RM-0837 SERVICE 10/24/12 NNMC-9 2 ELECTRICAL
B2LHRH Ceiling Tile, B-9, RM-760 Pathology SERVICE 10/24/12 NNMC-9 2 PLUMBING
B2LHSG Cold Call, B-9, RM-4165 URGENT 10/24/12 NNMC-9 3 HVAC
B2LLXY Cold Call, B-9, RM-4107 URGENT 10/25/12 NNMC-9 3 HVAC

B2LNFY PLUM - PROBLEMATIC SINK - BLDG 9, PACU, RM 3029 SERVICE 10/25/12 NNMC-9 2 PLUMBING

B2LKHV Hood, B-9, RM-0734 URGENT 10/24/12 NNMC-9 3 HVAC
B2LPNZ PLUM / CEILING TILES - BLDG 9, RM 0236A SERVICE 10/26/12 NNMC-9 2 PLUMBING
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B2LR8S COLD CALL - BLDG 9, RM 2707 SERVICE 10/26/12 NNMC-9 2 HVAC
B2LR5V FIRE DOORS IN NEED OF REPAIR - BLDG 9 URGENT 10/26/12 NNMC-9 3 REPAIR
B2LR5Z FIRE DOORS IN NEED OF REPAIR - BLDG 9A URGENT 10/26/12 NNMC-9 3 REPAIR

B2LLWY
ELEC - LIGHT FIXTURE KNOCKED DOWN - BLDG 9, NEAR 
2460

URGENT 10/25/12 NNMC-9 3 ELECTRICAL

B2LLW8 HOT CALL B-9 RM-1240 SERVICE 10/25/12 NNMC-9 1
B2LLYS PLUM - CLOGGED SINK - BLDG 9, RM 3664 SERVICE 10/25/12 NNMC-9 2 PLUMBING
B2LMHB COLD CALL - BLDG 9, RM 3221 SERVICE 10/25/12 NNMC-9 2 HVAC
B2LGBN Locks- Apherisis Donor Center URGENT 10/23/12 NNMC-9 3 LOCKS

B2LHNX
CIRCULATOR VENT FOR EXHAUST NEEDS TO BE TURNED 
ON. B-9 RM-2554

SERVICE 10/24/12 NNMC-9 1

B2LPNP RESTORE PROPER OPERATION TO AHU-60 B-9 RM-0220 URGENT 10/26/12 NNMC-9 1

B2LR6V The Hood, B-9, RM-0751 URGENT 10/26/12 NNMC-9 3 HVAC
B2LT3B Patch & Paint walls bldg 9 & 10 SERVICE 10/31/12 NNMC-9 1 FCA_PAINT
B2LSXV CEILING LEAK - HALLWAY 1448 - BLDG 9 SERVICE 10/31/12 NNMC-9 2 PLUMBING
B2LX9D Light, B-9, RM-0330F SERVICE 11/5/12 NNMC-9 2 ELECTRICAL
B2LT83 Door, B-9, RM-1832 SERVICE 10/31/12 NNMC-9 2 REPAIR
B2LSXC Water leak, B-9,1 Floor GI Clinic E-Health Room URGENT 10/31/12 NNMC-9 3 PLUMBING
B2LTRM COLD CALL - BLDG 9, RM 1545 URGENT 11/1/12 NNMC-9 3 HVAC

B2LTTJ
WALL MOUNTED COMPUTER EXTENDER FELL OFF WALL - 
BLDG 9, RM 2541

SERVICE 11/1/12 NNMC-9 2 REPAIR

B2LTR4
BKLG - LIGHT OUT - SURGICAL WAITING ROOM- BLDG 9, 
RM 3235

SERVICE 11/1/12 NNMC-9 2 ELECTRICAL

B2LW55 Doors, B-9, RMS- 2527A, 2682, 2675 SERVICE 11/2/12 NNMC-9 2 REPAIR
B2LXJB Exit sign, B-9 3rd floor RM-3606 SERVICE 11/5/12 NNMC-9 2 REPAIR
B2LXTK Wires hanging out, B-9, RM-2766 SERVICE 11/5/12 NNMC-9 2 ELECTRICAL
B2LXV9 Lights, B-9, Galley RM- 0354 storage area SERVICE 11/5/12 NNMC-9 3 ELECTRICAL

B2LXHF
REQUEST AIR FLOW INCREASE IN ROOMS 1670, 1685A, 
1685B, 1686 B-9

URGENT 11/5/12 NNMC-9 1 HVAC

B2LW3D
PNEUMATIC TUBE SYSTEM DOWN B-9 RM-2309 
INPATIENT PHARMACY

URGENT 11/2/12 NNMC-9 1 REPAIR

B2LXYG PLUM - CLOGGED FLOOR DRAIN - BLDG 9, DISH ROOM URGENT 11/6/12 NNMC-9 3 PLUMBING

B2LXWJ TOILET INOPERABLE B-9 1ST FLOOR RM-1202 SERVICE 11/5/12 NNMC-9 1 PLUMBING
B2LXSJ BROKEN DOOR B-9 RM-3700 SERVICE 11/5/12 NNMC-9 1 REPAIR

B2M3WV Water leaking & Cold Call, B-9, RM-1440 URGENT 11/9/12 NNMC-9 2 PLUMBING

B2M3ZC Door, B-9, RM-1201 SERVICE 11/9/12 NNMC-9 2 REPAIR
B2M3RS Outlets, B-9, RM-2705, 2706, 2707, 2708, 2709 URGENT 11/9/12 NNMC-9 3 ELECTRICAL
B2M3ZP COLD CALL  & DOOR, B-9 RM-1336 & LIGHT OUT URGENT 11/9/12 NNMC-9 1
B2M3SP Door, B-9, RM-0383 Galley SERVICE 11/9/12 NNMC-9 2 REPAIR
B2MC3P Speaker falling, B-9, Door # 1215 URGENT 11/15/12 NNMC-9 3 REPAIR
B2M4BJ Door, B-9,Pharmacy RM-2421 SERVICE 11/13/12 NNMC-9 2 REPAIR
B2M53X Paint, B-9, RM-1525 SERVICE 11/14/12 NNMC-9 2 FCA_PAINT

B2M52Y
CLOGGED SINK - RUST COLORED WATER - BLDG 9, RM 
2247

URGENT 11/14/12 NNMC-9 3 PLUMBING

B2M4SV PLUM - NO HOT WATER IN SCRUB SINK- BLDG 9, 2676 URGENT 11/14/12 NNMC-9 3 PLUMBING

B2M4VW DOOR HANDLE MISSING - BLDG 9, RM 1201 SERVICE 11/14/12 NNMC-9 2 LOCKS

B2M4XW FEMALE LOCKER ROOM TOILET CLOGGED B-9 RM-3560A URGENT 11/14/12 NNMC-9 1 PLUMBING
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B2M4XT LEFT DOOR WILL NOT CLOSE B-9 NEXT TO RM-3709 URGENT 11/14/12 NNMC-9 1 REPAIR
B2M57N Temperature, B-9, RM-1858 URGENT 11/15/12 NNMC-9 3 HVAC
B2M5W2 SInk, B-9, RM-0380A URGENT 11/15/12 NNMC-9 3 PLUMBING
B2M543 REPAIR CONVEYOR BELT IN BLDG 9 GALLEY SERVICE 11/14/12 NNMC-9 2 CONVEYING
B2M4DG DOOR KEEPS GETTING STUCK B-9 RM-0230 SERVICE 11/13/12 NNMC-9 1 REPAIR
B2MGRC Door, B-9, RM-3577 URGENT 11/15/12 NNMC-9 3 REPAIR
B2MNYC Bldg 9 Mech Room 0220 URGENT 11/16/12 NNMC-9 3
B2MNPT Door, B-9, RM-2447 SERVICE 11/16/12 NNMC-9 2 LOCKS

B2MNRP RESTORE OPERATION TO CONTROL VALVE B-9 RM-3200 URGENT 11/16/12 NNMC-9 1 HVAC

B2MNVC DOOR KNOB CAME OFF / BROKEN B-9 RM-2302 SERVICE 11/16/12 NNMC-9 1 REPAIR

B2MNXS
ELCON - ELEVATOR DOOR NOT OPENING PROPERLY B-10 
VISITOR ELEVATOR ON FAR LEFT 4 EAST

URGENT 11/16/12 NNMC-9 1 REPAIR

B2MPBY Paint, B-9, Door # 2822 SERVICE 11/19/12 NNMC-9 2 FCA_PAINT
B2MPL4 Cold Call, B-9, RM-0340 SERVICE 11/19/12 NNMC-9 2 HVAC
B2MPY3 Locks- Radiology SERVICE 11/20/12 NNMC-9 3 LOCKS

B2MPW3 Restore proper operation to fan coil units. B-9 SERVICE 11/20/12 NNMC-9 1

B2MPK5
DOOR PAINTED, WALL PATCH AND PAINT, STAINED 
CEILING TILE, WALLPAPER DAMAGE AND WINDOW RE-
SEAL, PIPE LEAK B-9

SERVICE 11/19/12 NNMC-9 1 REPAIR

B2MPYL WALL NEEDS PATCH & PAINT B-9 RM-2420 SERVICE 11/20/12 NNMC-9 1 REPAIR

B2MPX7
PNEUMATIC TUBE UNIT COMMUNICATION FAILURE B-9 
RM-0758

URGENT 11/20/12 NNMC-9 1 REPAIR

B2MPXF TOILET CLOGGED B-9 RM-3560A URGENT 11/20/12 NNMC-9 1 PLUMBING
B2MP5D Urinal, B-9, RM-2509A URGENT 11/19/12 NNMC-9 3 PLUMBING
B2MP42 2 LIGHT BULBS OUT B-9 RM-1507 SERVICE 11/19/12 NNMC-9 1 ELECTRICAL

B2MP98
HANDICAP DOOR NOT WORKING B-9 BASEMENT FLOOR 
BY GALLEY

SERVICE 11/19/12 NNMC-9 1 REPAIR

B2MP45 Steam Leak, B-9, RMs- 0220 & 0315C URGENT 11/19/12 NNMC-9 3

B2MR4Z
Replace the failed battery backed ballasts and replace all 
lamps, Bldg 9

SERVICE 11/20/12 NNMC-9 2 ELECTRICAL

B2MR54
Replace the failed battery backed ballasts and replace all 
lamps, Bldg 9

SERVICE 11/20/12 NNMC-9 2

B2MR4X
Replace the failed battery backed ballasts and replace all 
lamps, Bldg 9

SERVICE 11/20/12 NNMC-9 2 ELECTRICAL

B2MRN2 Outage Assistance- B-9, RM-0372 & 0263 SERVICE 11/21/12 NNMC-9 2
B2MRMT DOOR NOT WORKING B-9 RM-2985 URGENT 11/21/12 NNMC-9 1 REPAIR
B2MRN7 Outage Assistance- B-9, RM-0380B & 0335 SERVICE 11/21/12 NNMC-9 2

B2MRNJ
Outage Assistance- B-9, RM-0260, 0261, 0270, 0271, 
0272, 0273

SERVICE 11/21/12 NNMC-9 2

B2MRWR Lock- change combo SERVICE 11/21/12 NNMC-9 3 LOCKS

B2MRYX Door, B-9, RM-0758 Basement patholoygy SERVICE 11/21/12 NNMC-9 2 LOCKS
B2MS3V NO POWER TO RED OUTLETS B-9B RM-3203 BY ICU URGENT 11/23/12 NNMC-9 1 ELECTRICAL
B2MS3W DOOR HANDLE FELL OFF B-9 RM-1752 SERVICE 11/23/12 NNMC-9 1 REPAIR

B2MVMS SINK IN CLINIC HAS NO HOT WATER B-9 RM-2535 SERVICE 11/28/12 NNMC-9 1 PLUMBING

B2MX6Z Door, B-9, RM-1678 near the wedge SERVICE 11/28/12 NNMC-9 2 REPAIR

B2MTG7
PLUM - CHECK PSI ON FINAL RINSE VALVE - BLDG 9, RM 
033A

SERVICE 11/27/12 NNMC-9 2 APPLIANCE

B2MSV5 Escalator, B-9 SERVICE 11/26/12 NNMC-9 2 CONVEYING
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B2MSJ8 Sink, B-9, RM-2307 Pharmacy URGENT 11/26/12 NNMC-9 3 PLUMBING
B2MTDL Ceiling leak, B-9,  RM-3547 near the PICU URGENT 11/27/12 NNMC-9 3 PLUMBING
B2MTFK Ceiling leak, B-9, RM-0289 URGENT 11/27/12 NNMC-9 3 PLUMBING

B2MVJL DOOR LOCK NOT WORKING PROPERLY B-9 RM-3015 SERVICE 11/28/12 NNMC-9 1 LOCKS

B2MVHL Fire Doors, B-9 SERVICE 11/28/12 NNMC-9 2 REPAIR
B2MVHS Fire Doors, B-10 SERVICE 11/28/12 NNMC-9 2 REPAIR
B2MSRK Locks- Organ Transplant Service SERVICE 11/26/12 NNMC-9 4 LOCKS

B2MVJS
Floor tiles/ Wall Panel / Loose Ceiling tile, B-9, RMs-
0330B, 0315C, 0330A

SERVICE 11/28/12 NNMC-9 2 PLUMBING

B2MVJZ Pest, B-9, RM-0309 SERVICE 11/28/12 NNMC-9 2 PEST CONTROL

B2MT33 FIRE ALARM SECURITY SCREEN - BLDG 9, RM NEAR 3210 SERVICE 11/27/12 NNMC-9 2 FIRE EQUIPMENT

B2MST2 NO POWER TO RED OUTLETS B-9B RM-3203 BY ICU URGENT 11/26/12 NNMC-9 1 ELECTRICAL
B2MSPV Smell, B-9, Hallway  by RM-2513 Oral Surgery SERVICE 11/26/12 NNMC-9 2
B2MT7M Locks- Plastic Surgery SERVICE 11/27/12 NNMC-9 1 LOCKS

B2MSGY
LOUD NOISE COMING FROM CEILING B-9 2ND FLOOR 
RM-2475

SERVICE 11/26/12 NNMC-9 1 REPAIR

B2MSR5 LIGHT FIXTURE IS FALLING OFF B-9 RM-OR 7 3RD FLOOR SERVICE 11/26/12 NNMC-9 1 REPAIR

B2MT7W Clean elevator, B-9, RM-3567 Operating Room URGENT 11/27/12 NNMC-9 3 CONVEYING
B2MT8C Eye wash station, B-9, RM-0315C SERVICE 11/27/12 NNMC-9 2 PLUMBING

B2MSVG
WATER FOUNTAIN HAS NO PRESSURE AND FLOWING B-
9 RM-FRONT OF 1123

SERVICE 11/26/12 NNMC-9 1 PLUMBING

B2MZ5B Lights, B-9, RM-1568 SERVICE 11/28/12 NNMC-9 2 ELECTRICAL
B2MZ6R Scale, B-9, Morgue RM-0255 SERVICE 11/28/12 NNMC-9 2 LABOR

B2MZ72
PATCH N PAINT-CRACK IN WALL IN LOWER REGION B-9 
RM-1203

SERVICE 11/28/12 NNMC-9 1 REPAIR

B2MZ4J Sink, B-9, RM-3026 URGENT 11/28/12 NNMC-9 3 PLUMBING
B2N2SK Clean Elevator, B-9, RM-0216 URGENT 11/29/12 NNMC-9 3 CONVEYING
B2N2X6 Door, B-9, RM-3505 Main O.R. 2 SERVICE 11/29/12 NNMC-9 2 REPAIR
B2N4BB Door, B-9, Door # 1390, Gastoenterology SERVICE 11/29/12 NNMC-9 2 REPAIR

B2N4ZG DOOR NOT CLOSING PROPERLY B-9 1ST FLOOR RM-1550 URGENT 11/29/12 NNMC-9 1 REPAIR

B2N5BH
LINING ON DOOR IS BROKEN B-9 RM-OR 15 3RD FLOOR 
MAIN OR

URGENT 11/30/12 NNMC-9 1 REPAIR

B2N57N CEILING TILE IS STARTING TO FALL B-9 RM-3017 SERVICE 11/30/12 NNMC-9 1 REPAIR
B2N52F Door, B-9, RM-1752 Radiology SERVICE 11/29/12 NNMC-9 2 REPAIR

B2N58J REPLACE CEILING TILE - BLDG 9, RM 1448, HALLWAY SERVICE 11/30/12 NNMC-9 1

B2N2SP PATCH & PAINT - BLDG 9, RM 3102 SERVICE 11/29/12 NNMC-9 2 FCA_PAINT

B2N36K
DOORKNOB MALFUNCTIONING - STUCK IN DOWN 
POSITION - BLDG 9, RM 2317

URGENT 11/29/12 NNMC-9 3 LOCKS

B2N4X5 TUBE SYSTEM DOWN - BLDG 9, RM 2315 URGENT 11/29/12 NNMC-9 3 CONVEYING

B2N4XR
NITROGEN HISSING INSIDE WALL - IN USE - BLDG 9, RM 
2674

URGENT 11/29/12 NNMC-9 3

B2N5GN PEST-HOSPITAL DENTISTRY NEED SPRAYED FOR INSECTS URGENT 11/30/12 NNMC-9 1 REPAIR

B2N89G Pnuematic Tube, B-9, RM-2315 Pharmacy URGENT 12/4/12 NNMC-9 3 HVAC
B2N75Z Pipe, B-9, Galley RM-0330F URGENT 12/3/12 NNMC-9 3 PLUMBING

B2N8CX
AUTO DOOR MISSING PIN THAT HOLDS BAR IN PLACE - 
MOR - BLDG 9, RM 3593

URGENT 12/5/12 NNMC-9 3 REPAIR

B2N8DB DOOR WILL NOT CLOSE & LATCH B-9 RM-3200 SERVICE 12/5/12 NNMC-9 1 REPAIR
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B2N9G6 Patch & Paint, B-9, RM-3123 MRI Suite SERVICE 12/6/12 NNMC-9 2 FCA_PAINT
B2N92Z Negetive Pressure, B-9, RMs-2671 & 2674 OMFS URGENT 12/6/12 NNMC-9 3 HVAC
B2N8KR Toilet, B-9, RM-2810 URGENT 12/5/12 NNMC-9 3 PLUMBING
B2N8LL Sink, B-9, RM-3560, Main O.R. 3rd floor URGENT 12/5/12 NNMC-9 3 PLUMBING
B2N8M8 Door, B-9, Door# 0732 Mirco Biology RM-0792 SERVICE 12/5/12 NNMC-9 2 REPAIR
B2N8D5 Patch & Paint, B-9, RM-3551 Peds Sedation SERVICE 12/5/12 NNMC-9 2 FCA_PAINT
B2NGS2 Patch & Paint, B-9, RM-3221 SERVICE 12/7/12 NNMC-9 2 FCA_PAINT
B2NGKH Handyman-Emmis mounted, B-9, RM-3036 PACU SERVICE 12/7/12 NNMC-9 2 LABOR
B2NGL6 ALARMS SOUNDING - BLDG 9, OR12, RM 3615 URGENT 12/7/12 NNMC-9 3 ELECTRICAL

B2NJZG
DAMAGED ENTRY WAY COSMETICS B-9 RM-117 MRI 
SUITE

SERVICE 12/13/12 NNMC-9 1 REPAIR

B2NHSM patch and paint / corner protectors, B-9 SERVICE 12/11/12 NNMC-9 2 FCA_PAINT
B2NJMD Sink, B9, RM-1932 Ultra sounda 1st fl. SERVICE 12/12/12 NNMC-9 2 PLUMBING
B2NHY9 Lock- Emergency Room URGENT 12/11/12 NNMC-9 3 LOCKS
B2NJHS Repair Door 3040, Bldg 9 SERVICE 12/12/12 NNMC-9 2 REPAIR

B2NJJR
Self Help-Remove Mirror from Room 1301 to Room 
1305

SERVICE 12/12/12 NNMC-9 1 LABOR

B2NJF3 Toilet, B-9, 2nd floor, RM-2509A SERVICE 12/12/12 NNMC-9 2 PLUMBING
B2NJGM Toilet, B-9, RM-1584 URGENT 12/12/12 NNMC-9 3 PLUMBING

B2NJ6T
ELEC - CALL SYSTEM BEEPING - BLDG 9, RADIOLOGY 
(NEXT TO WEDGE), RM 1908

URGENT 12/11/12 NNMC-9 3 ELECTRICAL

B2NJ4P Door, B-9,RM-3562 Main OR SERVICE 12/11/12 NNMC-9 2 REPAIR

B2NHVC
CIRCULATOR VENT FOR EXHAUST NEEDS TO BE TURNED 
ON. B-9 RM-2554

SERVICE 12/11/12 NNMC-9 2 HVAC

B2NHWJ Door, B-9, RM-3026 PACU SERVICE 12/11/12 NNMC-9 2 REPAIR
B2NHYN Outlet, B-9, RM-3611, Pain Clinic URGENT 12/11/12 NNMC-9 3
B2NHMJ Call bell, B-9, Nurse Station, PICU URGENT 12/11/12 NNMC-9 3 ELECTRICAL
B2NHM6 Lights, B-9, RM-2741A Urology Clinic SERVICE 12/11/12 NNMC-9 2 ELECTRICAL
B2NHN6 No Power, B-9, RM-2303A Pharmacy URGENT 12/11/12 NNMC-9 3 ELECTRICAL
B2NGYY Door, B-9, RM-3040 SERVICE 12/10/12 NNMC-9 2 REPAIR
B2NHDK COLD CALL,BLDG 9, RM 0760 URGENT 12/10/12 NNMC-9 3 HVAC

B2NH4C
DOOR #308 NOT OPENING RM-3062 3RD FLR, TOILET IS 
NOT WORKING SAME RM, CLOGGED SINK B-9 
ARROWHEAD

URGENT 12/10/12 NNMC-9 1 REPAIR

B2NH4R POWER TO OUTLET NOT WORKING B-9 RM-2315 URGENT 12/10/12 NNMC-9 1 ELECTRICAL

B2NH67
DOORS ARE DRAGGING B-9 RM-3709 MAIN OR & DOOR 
MOTOR COMING OFF RM-3128 OR 19

URGENT 12/10/12 NNMC-9 1 REPAIR

B2NKBD Self Help, face mask, B-9, RM-2571 & 2581 Dentisetry SERVICE 12/13/12 NNMC-9 2 LABOR

B2NJYH
CEILING TILES REPLACE, & FIXTURE COVERS B-9 MRI 
SUITE

SERVICE 12/13/12 NNMC-9 1 REPAIR

B2NKNS
PNEUMATIC TUBE SYSTEM DOWN B-9 RM-0725 
BASEMENT

SERVICE 12/14/12 NNMC-9 1 REPAIR

B2NKRP
REFRIGERATION COMPRESSORS NOT OPERATING B-9 
RM-0353

URGENT 12/14/12 NNMC-9 1 REPAIR

B2NKTZ
AUTO SURGICAL HAND WASHER IS NOT WORKING B-9 
3RD FLOOR RM-3700 MAIN OR

SERVICE 12/14/12 NNMC-9 1 REPAIR

B2NKV2 DOOR GETS STUCK B-9 #2990 SERVICE 12/14/12 NNMC-9 1 REPAIR
B2NK5L BROKEN DOOR HANDLE B-9 RM-2460 SERVICE 12/13/12 NNMC-9 1 REPAIR
B2NJPP Floor Tile, B-9, near Door # 1928 near ultra sound URGENT 12/12/12 NNMC-9 3 REPAIR

B2NK2B
SPRINKLER HEADS & CEILING TILES B-9 MAIN 
RADIOLOGY

SERVICE 12/13/12 NNMC-9 1 REPAIR
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B2NK33
REPAIRS TO DOOR, WALL, AND FLOOR B-9 MAIN 
RADIOLOGY

SERVICE 12/13/12 NNMC-9 1 REPAIR

B2NK4C EYEWASH STATION IS NOT WORKING B-9 RM-0751 SERVICE 12/13/12 NNMC-9 1 PLUMBING

B2NRCV
BLANKET WARMER NOT WORKING-CHECK POWER, B-
9,RM 3545

URGENT 12/19/12 NNMC-9 3 ELECTRICAL

B2NPDX Patch & Paint, B-9, hallway near RM-3026 PACU SERVICE 12/19/12 NNMC-9 2 FCA_PAINT

B2NR6B HILL-ROM NURSE CALL ALARMING - BLDG 9, RM 3615 SERVICE 12/20/12 NNMC-9 3 ELECTRICAL

B2NPG2 BLOWER COILS B-9 RM-3136 & 3137 URGENT 12/19/12 NNMC-9 1 REPAIR

B2NRDH
SFHP - REATTACH HAND FOAM SANITIZER - BLDG 9, 
BETWEEN RM 1230/1231 - HALLWAY

SERVICE 12/20/12 NNMC-9 2 LABOR

B2NR2L Toilet, B-9, RM-1862 Bathroom Radiology URGENT 12/20/12 NNMC-9 3 PLUMBING
B2NR34 Self Help-Cork Board, B-9, RM-2304 Pharmacy SERVICE 12/20/12 NNMC-9 2 LABOR

B2NRSL
CEILING LEAKING, NNMC-9, LOBBY AREA NEAR 
PHARMACY

URGENT 12/20/12 NNMC-9 3 PLUMBING

B2NRJF Door, B-9, Door # 3562 & 3553, Main Operating Room URGENT 12/20/12 NNMC-9 3 REPAIR

B2NRT8 WATER LEAK FROM CEILING,B-9, RM 1439 B URGENT 12/20/12 NNMC-9 3 PLUMBING
B2NRJJ PAINT 3 DOORS - BLDG 9, RMS 1225, 1243, 1254 SERVICE 12/20/12 NNMC-9 2 FCA_PAINT
B2NRKG HANDYMAN- Curtain rod, B-9, RM-2483 Main Lab SERVICE 12/21/12 NNMC-9 2 LABOR

B2NRRX
BROKEN CIPHER LOCK - BLDG 9, STAIRWELL 1K (NEAR 
1203)

URGENT 12/21/12 NNMC-9 3 LOCKS

B2NS8B ELCON - ELEVATOR NOT WORKING B-9 URGENT 12/26/12 NNMC-9 1 REPAIR

B2NSC6
BEACON MEDAS MEDICAL VACUUM PUMP TOUCH 
SCREEN INOP B-9 RM-0220

URGENT 12/26/12 NNMC-9 1 REPAIR

B2NSR8 WATER LEAK, NNMC-9, RM 0221, BASEMENT URGENT 12/26/12 NNMC-9 3 PLUMBING
B2NSRD Ballast, B-9, RM-1305 URGENT 12/27/12 NNMC-9 3 ELECTRICAL
B2NTJF CALL BELL SYSTEM BEEPING B-9 RM-3531 URGENT 12/28/12 NNMC-9 1 ELECTRICAL
B26J8B LIGHT COVERING AND OUTLET B9 SERVICE 1/11/12 NNMC-9 1 REPAIR
B26G6D LOCK- CYPHER SERVICE 1/9/12 NNMC-9 1 LOCKS
B26G8D HVAC- COLD URGENT 1/9/12 NNMC-9 2 HVAC
B2636M RPR MAGNETIC HOLD OPEN AT DR 333C URGENT 1/3/12 NNMC-9 2 REPAIR
B2636V GENM- DOOR URGENT 1/3/12 NNMC-9 2 REPAIR
B263K8 HVAC - Too Clod URGENT 1/3/12 NNMC-9 1 HVAC
B263T4 ELEC - DOOR WON'T CLOSE - BLDG 9, DOOR 6140 URGENT 1/4/12 NNMC-9 2 REPAIR
B263TB HVAC - TOO COLD URGENT 1/4/12 NNMC-9 2 HVAC
B263MS PLUM- SINK DRAIN BROKEN B9 URGENT 1/3/12 NNMC-9 2 PLUMBING
B2637P TOILET CONTINUOUSLY BREAKING! B9 URGENT 1/3/12 NNMC-9 2 REPAIR
B263Z5 HVAC - TOO COLD - BLDG 9, RM 1504, 1536 URGENT 1/4/12 NNMC-9 2 HVAC
B26435 LOCK - DOOR HANDLE - BLDG 9, RM 0829 SERVICE 1/4/12 NNMC-9 1 LOCKS
B2646H GENM - HASP LOCKS - BLDG 9, RM 3105 URGENT 1/4/12 NNMC-9 2 LABOR
B2647X ELEC - ADD RED OUTLET - BLDG 9, RM 3219 URGENT 1/4/12 NNMC-9 2 ELECTRICAL
B2638J HVAC - TUBE SYSTEM - BLDG 9, RM 2309 URGENT 1/3/12 NNMC-9 2 HVAC
B263HV PLUM - TOILET NOT WORKING - BLDG 9, RM 3517 URGENT 1/3/12 NNMC-9 2 PLUMBING
B265XN HVAC- AHU22 URGENT 1/6/12 NNMC-9 2 HVAC
B265ZW ELEC- LIGHTS B9 SERVICE 1/6/12 NNMC-9 1 ELECTRICAL
B265DR THERMOSTAT, WALL, HOLES B9 SERVICE 1/5/12 NNMC-9 1 REPAIR
B2646X GENM- DOOR URGENT 1/4/12 NNMC-9 2 REPAIR
B265FB GENM- PNEUMATIC TUBE STATION URGENT 1/5/12 NNMC-9 2 REPAIR
B265FG BKLG- LIGHT OUT SERVICE 1/5/12 NNMC-9 1 ELECTRICAL

B265G2 MISSING SPRINKLER HEAD B9 URGENT 1/5/12 NNMC-9 2 FIRE EQUIPMENT

B26583 HVAC - TOO HOT - BLDG 9, RM 0843, 0847 URGENT 1/5/12 NNMC-9 2 HVAC
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B265JM ELEC - ELECTRICAL FIELD EVALUATION - BLDG 9 SERVICE 1/5/12 NNMC-9 1 ELECTRICAL
B265BY BKLG - 2 LIGHTS OUT - BLDG 9, RM 0503 SERVICE 1/5/12 NNMC-9 1 ELECTRICAL
B265FW ELCON - TURN ELEV BACK ON - BLDG 9, ELEV 13 URGENT 1/5/12 NNMC-9 2 REPAIR
B26H63 ENTO - COCKROACHES URGENT 1/10/12 NNMC-9 2 PEST CONTROL

B26JDV ELEC - WIRE LIGHT FIXTURE - BLDG 9, STAIRWELL 1C SERVICE 1/11/12 NNMC-9 1 ELECTRICAL

B26JH3 HVAC- AHU-47 SERVICE 1/11/12 NNMC-9 1 HVAC
B26JHC BKCT- CEILING TILES SERVICE 1/11/12 NNMC-9 1 REPAIR
B27858 HVAC - TUBE SYS DOWN - BLDG 9, 2309 URGENT 1/12/12 NNMC-9 2 HVAC
B278GX PLUM - Leak URGENT 1/12/12 NNMC-9 2 PLUMBING
B26JHG PLUM - CLOGGED TOILET - BLDG 9, RM 3231 URGENT 1/11/12 NNMC-9 2 REPAIR

B26JJH BKCT - CEILING TILES - BLDG 9, RMS 1661, 1664, 1668 URGENT 1/11/12 NNMC-9 2 LABOR

B278HR ELEC - Run New Electric to Water Wooler SERVICE 1/12/12 NNMC-9 1 ELECTRICAL
B27922 LOCK - Repair/Replace Door Knob URGENT 1/13/12 NNMC-9 1 LOCKS
B27BYL ENTO - MEGA BUGS/GNATS - BLDG 9, RM 1590 URGENT 1/18/12 NNMC-9 2 PEST CONTROL
B27C2R GENM - TOILET PAPER HOLDER - BLDG 9, RM 1646 SERVICE 1/18/12 NNMC-9 1 REPAIR
B27BXC INSTALLATION OF WATER FOUNTAIN B9 SERVICE 1/18/12 NNMC-9 1 PLUMBING
B27BY6 GENM- DOOR HANDLE BROKEN B9 SERVICE 1/18/12 NNMC-9 1 REPAIR
B27BYG BKLG- LIGHT CHANGE B9 SERVICE 1/18/12 NNMC-9 1 ELECTRICAL
B27C6V PLUM - HOT WATER HANDLE - BLDG 9, RM 1800 URGENT 1/18/12 NNMC-9 2 PLUMBING

B27C83 HVAC - VENT BLOWING COLD AIR - BLDG 9, RM 1329 URGENT 1/18/12 NNMC-9 2 HVAC

B27C3R ELEC- LIGHT OUT URGENT 1/18/12 NNMC-9 2 ELECTRICAL
B27C4R PNTG- CRACKED WALL SERVICE 1/18/12 NNMC-9 1 FCA_PAINT
B27BN2 ENTO- ANTS B9 SERVICE 1/18/12 NNMC-9 1 PEST CONTROL
B27BN5 FAUCET AND BLINDS B9 SERVICE 1/18/12 NNMC-9 1 REPAIR
B27BNZ LOCK- LOCK MESSED UP URGENT 1/18/12 NNMC-9 2 LOCKS
B27BT7 ENTO- BUGS SERVICE 1/18/12 NNMC-9 1 PEST CONTROL
B279YR LOCK- 008 HOSPITAL DENTISTRY SERVICE 1/17/12 NNMC-9 1 STRUCTURAL
B27FRH GENM- DOOR URGENT 1/19/12 NNMC-9 2 REPAIR
B27FDP DISHWASHER NEEDS WATER ON B9 URGENT 1/19/12 NNMC-9 2 PLUMBING
B27FG2 GENM- HILLROM CALL BELL INOP B9 URGENT 1/19/12 NNMC-9 2 REPAIR
B27FKC ELEC- LIGHTS URGENT 1/19/12 NNMC-9 2 ELECTRICAL
B27FNB DOOR WONT LATCH CLOSE B9 URGENT 1/19/12 NNMC-9 2 REPAIR
B27FRT HVAC- TOO COLD URGENT 1/19/12 NNMC-9 2 HVAC
B27FWY GENM- BROKEN AUTOMATIC DOORS B9 SERVICE 1/20/12 NNMC-9 1 REPAIR
B27FXY LIGHT AND LOCK B9 SERVICE 1/20/12 NNMC-9 1 REPAIR
B27FYN FIXING SEAL PASSTHROUGH WINDOW B9 URGENT 1/20/12 NNMC-9 2 REPAIR
B27HBT THERMOSTAT / HVAC B9 URGENT 1/23/12 NNMC-9 2 HVAC
B27J45 GENM - MOUNT 2 FIRE EXTINGUISHERS URGENT 1/24/12 NNMC-9 2
B27J3H HVAC- RAISE TEMPERATURE B9 URGENT 1/24/12 NNMC-9 2 HVAC
B27JZT ELE - install electric outlet SERVICE 1/25/12 NNMC-9 1 ELECTRICAL
B27JVZ LOCK-018 OB/GYN SERVICE 1/25/12 NNMC-9 1 STRUCTURAL
B27JWH LOCK- 019 NEPHROLOGY SERVICE 1/25/12 NNMC-9 1 STRUCTURAL

B27MYK GENM - Repair /Replace Missing, Broken Self-closer/Gap SERVICE 1/29/12 NNMC-9 1 REPAIR

B27MYL GEMN - Repair/Replace Door Gap SERVICE 1/29/12 NNMC-9 1 REPAIR
B27MYM GEMN - Repair/Replace Door Gap, self-closer SERVICE 1/29/12 NNMC-9 1 REPAIR
B27MYN GEMN - Repair Door Gap, Latch SERVICE 1/29/12 NNMC-9 1 REPAIR
B27MYP GEMN - Repair/Replace Door self-closer/Gap SERVICE 1/29/12 NNMC-9 1 REPAIR
B27LJL BKCT- RPL CEILING TILES URGENT 1/27/12 NNMC-9 1 STRUCTURAL
B27LL8 PLUM- TOILET NOT WORKING URGENT 1/27/12 NNMC-9 3
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B27LLN ELEC- 208VOLT OUTLET SERVICE 1/27/12 NNMC-9 1 STRUCTURAL
B27LLS ELEC- RPR REFRIG GALLEY FRZRS URGENT 1/27/12 NNMC-9 3 STRUCTURAL
B27LLK LOCKS - Repair Cipher lock URGENT 1/27/12 NNMC-9 2 LOCKS
B27NZV PLUM- EYE WASH SERVICE 1/30/12 NNMC-9 1 STRUCTURAL
B27NPM SFHP - install hand sanitizer unit SERVICE 1/30/12 NNMC-9 1
B27NWX ELEC - LIGHT OUT URGENT 1/30/12 NNMC-9 2 ELECTRICAL
B27WCX PLUM - Investigate/Repair Water Fountain URGENT 2/1/12 NNMC-9 2 PLUMBING
B27WL7 HVAC - TOO HOT - BLDG 9, RM 1644 URGENT 2/2/12 NNMC-9 2 HVAC
B27PYG HVAC - Too Humid URGENT 1/31/12 NNMC-9 2 HVAC
B27Y2G HVAC - ENTIRE PNEUMATIC SYS DOWN URGENT 2/6/12 NNMC-9 2 HVAC
B27VR3 GENM - CLEAN CEILING VENTS - BLDG 9, RM 1664 SERVICE 2/1/12 NNMC-9 1 LABOR
B27WC8 PLUM- WATER EXTREMELY COLD SERVICE 2/1/12 NNMC-9 1 STRUCTURAL

B27WCN GENM - Secure the reducer strip - BLDG 9, RM 1751 SERVICE 2/1/12 NNMC-9 1 REPAIR

B27WK3 GENM - Remove Gus System SERVICE 2/2/12 NNMC-9 1 REPAIR
B27XK9 LOCKS - Recode Cipher lock URGENT 2/3/12 NNMC-9 2 LOCKS
B27Y4M LOCK- 029 MOR URGENT 2/6/12 NNMC-9 3 STRUCTURAL
B27WGB LOCK- DOOR KNOB BROKEN SERVICE 2/1/12 NNMC-9 1 STRUCTURAL
B27WJ6 GENM- HOLE HALLWAY FLOOR SERVICE 2/1/12 NNMC-9 1 STRUCTURAL
B2846P HVAC - TOO COLD/TOO HOT URGENT 2/9/12 NNMC-9 2 HVAC
B284BD PLUM -TOILET BROKEN SERVICE 2/9/12 NNMC-9 1 PLUMBING
B288GP GENM- LOCKERS NEED TO BE MOUNTED SERVICE 2/10/12 NNMC-9 1 LABOR
B288DL GENM-REPAIR/REPLACE DOOR SERVICE 2/10/12 NNMC-9 1 REPAIR
B284FG PTNG- DOOR NEEDS TO BE PAINTED SERVICE 2/9/12 NNMC-9 1 FCA_PAINT
B284G5 BKCT- HOLE IN CEILING SERVICE 2/9/12 NNMC-9 1
B288C4 HVAC - PNEUMATIC SYS DOWN - B9, RM2319 URGENT 2/10/12 NNMC-9 2 HVAC
B288JR GENM-WALLS AND DOORS REPAIRS SERVICE 2/10/12 NNMC-9 1 LABOR
B288GY ELEC-POWER OUTLET INSTALLATION SERVICE 2/10/12 NNMC-9 1 ELECTRICAL
B288GD GENM- LOCKERS NEED TO BE MOUNTED SERVICE 2/10/12 NNMC-9 1 LABOR
B288JD ELEC- ELECTRICAL OUTLET SERVICE 2/10/12 NNMC-9 1 FCA_ELEC

B2889X DOORS - ADJUST/REPLACE DOORS - BLDG 9, RM 0351A URGENT 2/10/12 NNMC-9 2 REPAIR

B27YDM LOCKS - Repair Door Lock URGENT 2/7/12 NNMC-9 2 LOCKS
B27YDT HVAC - AIR QUALITY - BLDG 9, RM 2336 SERVICE 2/7/12 NNMC-9 1 HVAC
B27YJ8 ELEC - LIGHTS OUT - BLDG 9, RM 2755 URGENT 2/7/12 NNMC-9 2 ELECTRICAL
B28F6F GENM - PULL DOWN GATE - BLDG 9, RM 1525 URGENT 2/13/12 NNMC-9 2 REPAIR
B27ZGC PLUM - Sink Clogged URGENT 2/8/12 NNMC-9 2 PLUMBING
B27YPB PLUM - Toilet Clogged URGENT 2/7/12 NNMC-9 2 PLUMBING
B28FHG ELEC - ELECTRICAL CHORD SAFETY SERVICE 2/13/12 NNMC-9 1 FCA_ELEC
B27YT6 LOCK- 035 NEPHROLOGY CLINIC SERVICE 2/7/12 NNMC-9 1 STRUCTURAL
B27YTB LOCK- 041 LABORATORY/PATHOLOGY SERVICE 2/7/12 NNMC-9 1 STRUCTURAL
B27YTC LOCK- 042 LABORATORY/PATHOLOGY SERVICE 2/7/12 NNMC-9 1 STRUCTURAL
B27YTF LOCK- 044  NUTRITION CARE SERVICE 2/7/12 NNMC-9 1 STRUCTURAL
B28FKN GENM- REPAIR/REPLACE DOOR SERVICE 2/13/12 NNMC-9 LABOR ONLY
B27ZDT ELEC- OUTLET SERVICE 2/8/12 NNMC-9 1 STRUCTURAL
B27ZJP Lock- 049 Pathology SERVICE 2/8/12 NNMC-9 1 STRUCTURAL
B28LZK PLUM-HOT WATER LEAK SERVICE 2/17/12 NNMC-9 1 PLUMBING
B28LSZ GENM- REPAIR/REPLACE DOOR SERVICE 2/17/12 NNMC-9 1 REPAIR
B28LPR GENM-REPAIR/REPLACE DOOR. SERVICE 2/17/12 NNMC-9 1 REPAIR
B28LYK GENM-REPAIR LOOSE TOILET SEAT SERVICE 2/17/12 NNMC-9 1 REPAIR
B28LYN GENM-PAINT WALL SERVICE 2/17/12 NNMC-9 1 FCA_PAINT
B28LYR PLUM - LEAKING SINK SERVICE 2/17/12 NNMC-9 1 PLUMBING
B28LYX PLUM- EYE WASH STATION FLOW RATE SERVICE 2/17/12 NNMC-9 1 PLUMBING
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B28LLS PLUM- EYE WASH URGENT 2/16/12 NNMC-9 2 PLUMBING
B28LHD GENM - BROKEN DOOR - BLDG 9, RM 3673 URGENT 2/16/12 NNMC-9 2 REPAIR

B28LJ2
LOCK - CAN'T OPEN DOOR - BLDG 9, STAIRWELL M, 6TH 
FLOOR

URGENT 2/16/12 NNMC-9 1 REPAIR

B28LWT HVAC - TUBE SYS - BLDG 9, RM 2309 URGENT 2/17/12 NNMC-9 2 HVAC
B28LTY ELEC - REPAIR ELEVATOR URGENT 2/17/12 NNMC-9 2 REPAIR
B28LV6 ELEC - SECURE WIRES SERVICE 2/17/12 NNMC-9 1 ELECTRICAL
B28NPP GENM- REPAIR/REPLACE WALL SERVICE 2/21/12 NNMC-9 1 LABOR
B28NH9 ELEC - Check and Replace Bulbs SERVICE 2/21/12 NNMC-9 1 ELECTRICAL
B28NSK GENM- REPAIR/REPLACE ALUMINUM FLOOR SERVICE 2/21/12 NNMC-9 1 REPAIR
B28PDV GENM-REPAIR DOOR LOCK SERVICE 2/22/12 NNMC-9 1 REPAIR
B28PLB ELEC- CHECK POWER OUTLET SERVICE 2/22/12 NNMC-9 1 ELECTRICAL
B28NPT PLUM - Repair Leak SERVICE 2/21/12 NNMC-9 1 PLUMBING
B28PK3 LOCK - SENSOR LOCK - BLDG 9, RM 1524 URGENT 2/22/12 NNMC-9 2 LOCKS
B28PNF HVAC - Pneumatic Tube system In Alarm URGENT 2/22/12 NNMC-9 2 HVAC
B28NW5 GENM - Repair/Replace Toilet Seat URGENT 2/21/12 NNMC-9 2 REPAIR
B28NW7 LOCKS - Repair/Replace Door Knob URGENT 2/21/12 NNMC-9 2 LOCKS
B28NLZ GENM - Replace crak Floor Tiles SERVICE 2/21/12 NNMC-9 1 REPAIR
B28NNY PLUM - Repair/Replace Relief  Valve SERVICE 2/21/12 NNMC-9 1 PLUMBING
B28NV3 HVAC- INSTALL THERMOSTAT SERVICE 2/21/12 NNMC-9 1 HVAC
B2932V PLUM-ICE MACHINE NOT DRAINING SERVICE 2/27/12 NNMC-9 1 PLUMBING
B28NV8 GENM- REPAIR/REPLACE WALL SERVICE 2/21/12 NNMC-9 1 REPAIR
B28NRN DOOR - REPAIR DOOR - BLDG 9, RM 0216 URGENT 2/21/12 NNMC-9 2 REPAIR
B28NLR LOCK- CHANGE LOCK FUNCTION URGENT 2/21/12 NNMC-9 3 STRUCTURAL
B292WM PLUM-EYE WASH LEAK/RUSTED SERVICE 2/27/12 NNMC-9 1 PLUMBING
B293DL GENM-REPAIR/REPLACE DOOR STOPPER SERVICE 2/27/12 NNMC-9 1 REPAIR
B293DS GENM-NEEDS THERMOSTAT COVER SERVICE 2/27/12 NNMC-9 1 LABOR ONLY
B293F2 LOCK-REPAIR LOCK SERVICE 2/27/12 NNMC-9 1 REPAIR
B293FH GENM-REPAIR/REPLACE DOOR HANDLE SERVICE 2/27/12 NNMC-9 1 REPAIR
B2935S GENM-HOLE IN WALL SERVICE 2/27/12 NNMC-9 1 REPAIR
B293BN ELEC-INSTALL POWER OUTLET SERVICE 2/27/12 NNMC-9 1 ELECTRICAL
B298B2 LOCK- 065 ANESTHIA SERVICE 2/28/12 NNMC-9 1 STRUCTURAL
B2984S GENM-HOLE IN WALL SERVICE 2/28/12 NNMC-9 1 REPAIR
B2984X GENM-REPAIR/REPLACE DOOR SERVICE 2/28/12 NNMC-9 1 REPAIR
B29857 PLUM-WATER LEAK SERVICE 2/28/12 NNMC-9 1 PLUMBING
B298FZ GENM-REPAIR/REPLACE DOOR SERVICE 2/28/12 NNMC-9 1 REPAIR
B29DMY LOCK - BROKEN LOCK - BLDG 9, RM 0220 URGENT 3/2/12 NNMC-9 2 LOCKS
B29DN4 ELEC - LIGHTS OUT - Bldg 9, 2nd floor Stairwell H URGENT 3/2/12 NNMC-9 2 ELECTRICAL
B29DKX BKLG-REPLACE LIGHTS SERVICE 3/2/12 NNMC-9 1 ELECTRICAL
B29RNW BKCT-REPLACE CEILING TILES SERVICE 3/12/12 NNMC-9 1 LABOR
B29NBF BKLG-REPLACE LIGHTS SERVICE 3/7/12 NNMC-9 1 ELECTRICAL
B29NN5 LOCK-REPAIR DOOR HANDLE SERVICE 3/8/12 NNMC-9 1 LOCKS
B29NCP PLUM-CLOGGED TOILET URGENT 3/7/12 NNMC-9 2 PLUMBING
B29NWB GENM-DOOR EXCEEDS GAP URGENT 3/8/12 NNMC-9 2 REPAIR
B29MVD LOCK- 074 CT SURGERY SERVICE 3/6/12 NNMC-9 1 STRUCTURAL
B29NPF ELEC-EMERGECY POWER SYSTEM TESTING SERVICE 3/8/12 NNMC-9 1 ELECTRICAL

B29P2Y ELEC - LOOSE SOCKET - BLDG 9, HALLWAY NEAR 2285 SERVICE 3/9/12 NNMC-9 1 ELECTRICAL

B29NRT BKCT-REPLACE CEILING TILES SERVICE 3/8/12 NNMC-9 1 LABOR ONLY

B29PB8
GENM - DOOR COORDINATOR/THRESHOLD - BLDG 9, 
STONE CENTER, RM 3233

URGENT 3/9/12 NNMC-9 1 REPAIR

B29PBT HVAC - TOO COLD - BLDG 9, RMS 0210, 0212 URGENT 3/9/12 NNMC-9 2 HVAC
B29TVG HVAC - TOO COLD - BLDG 9, RM 1637 URGENT 3/13/12 NNMC-9 2 HVAC
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B29TYH ELEC-POWER OUTAGE SERVICE 3/13/12 NNMC-9 1 ELECTRICAL
B29TM6 LOCK - REPLACE CORE LOCK - BLDG 9, RM 2347 URGENT 3/13/12 NNMC-9 2 LOCKS
B29TSV LOCK - ATTACH HASP - BLDG 9, RM 1228B SERVICE 3/13/12 NNMC-9 1 LABOR
B29PBX PLUM-CLOGGED TOILET SERVICE 3/9/12 NNMC-9 1 PLUMBING
B29ZC5 ELEC-INSTALL RECEPTACLE/MOUNT TV SERVICE 3/19/12 NNMC-9 1 ELECTRICAL
B2B4LK HVAC-REPAR PNEUMATIC CONTROL SYSTEM URGENT 3/22/12 NNMC-9 2 HVAC
B2B4NM GENM-REPAIR NOT WORKING DOOR SERVICE 3/22/12 NNMC-9 1 REPAIR
B2B4NR GENM-REPAIR BROKEN FIRE DOOR HANDLE URGENT 3/22/12 NNMC-9 2 REPAIR
B2B4F4 GENM-REPAIR/REPLACE DOOR SERVICE 3/22/12 NNMC-9 1 REPAIR
B2B4FC GENM-REPAIR/REPLACE DOOR/LOCK/WALL SERVICE 3/22/12 NNMC-9 1 REPAIR
B2B4GN LOCK-REPAIR/REPLACE DOOR LOCK SERVICE 3/22/12 NNMC-9 1 LOCKS
B2B4GW HVAC- AC MALFUNCTION URGENT 3/22/12 NNMC-9 2 HVAC
B2B738 GENM-REPAIR MAGNETIC LATCH URGENT 3/27/12 NNMC-9 2
B2B75L LOCK-REPAIR LOCK PLUNGER SERVICE 3/27/12 NNMC-9 1 LOCKS
B2B75T BKLG-REPLACE BURNED OUT LIGHTS SERVICE 3/27/12 NNMC-9 1 ELECTRICAL
B2B7SD PLUM-INSTALL DRAINAGE SERVICE 3/28/12 NNMC-9 1 PLUMBING
B2B7SF PLUM-INSTALL DRAINAGE SERVICE 3/28/12 NNMC-9 1 PLUMBING
B2B7SX PLUM REPAIR SINK LEAK URGENT 3/28/12 NNMC-9 2 PLUMBING
B2B7PS PLUM - STEAM VALVE LEAKING - BLDG 9, RM 0223 SERVICE 3/28/12 NNMC-9 1 PLUMBING
B2B78L PTNG - PATCH AND PAINT - BLDG 9, RM 2929 SERVICE 3/27/12 NNMC-9 1 FCA_PAINT
B2B7TH LOCK - DOOR LOCK ISSUE - BLDG 9, RM 2443 URGENT 3/28/12 NNMC-9 2 LOCKS

B2B7WT PLUM - CONDENSATE PUMP LEAK - BLDG 9, RM 0220 URGENT 3/28/12 NNMC-9 2 PLUMBING

B2B7KK LOCK - BROKEN DOOR HANDLE - BLDG 9, RM 0216 SERVICE 3/28/12 NNMC-9 1 LOCKS
B2B7C3 LOCK- 095 PULMONARY MED SERVICE 3/27/12 NNMC-9 1 STRUCTURAL
B2B7C5 LOCK- 097 CT SURGERY SERVICE 3/27/12 NNMC-9 1 LOCKS
B2B7C6 LOCK- 098 NEUROSURGERY SERVICE 3/27/12 NNMC-9 1 STRUCTURAL
B2B7G5 LOCK - BROKEN CORE - BLDG 9, RM 3013 URGENT 3/28/12 NNMC-9 2 LOCKS

B2B7LC PLUM - 1/2' INCH COPPER PIPE WILL NOT SHUT OFF SERVICE 3/28/12 NNMC-9 1 PLUMBING

B2B77D BKLG-REPLACE BURNED OUT  LIGHTS URGENT 3/27/12 NNMC-9 2 ELECTRICAL
B2B7MX LOCK-REPAIR CYLINDER JAMMED URGENT 3/28/12 NNMC-9 2 LOCKS
B2B7BW HVAC - Install New Thermostat SERVICE 3/27/12 NNMC-9 1 HVAC
B2B7BG BKLG-REPLACE BURNED OUT LIGHTS SERVICE 3/27/12 NNMC-9 1 ELECTRICAL
B2BB8B ELEC-INSTALL POWER OUTLETS/REPAIR DOOR SERVICE 4/2/12 NNMC-9 1 ELECTRICAL

B2BBTM PLUM - Water in light fixture - Building #9 room #3560 URGENT 4/3/12 NNMC-9 2 PLUMBING

B2BBNN
ELEC - NO POWER TO WASHING MACHINE - BLDG 9, RM 
0206

URGENT 4/3/12 NNMC-9 2 APPLIANCE

B2BB3W
ELEC- SEPARATE ON/OFF SWITCH NEEDED - BLDG 9, RM 
1722

URGENT 4/2/12 NNMC-9 2 ELECTRICAL

B2BB82 GENM - BROKEN DOOR - BLDG 9, CORRIDOR 1733 SERVICE 4/2/12 NNMC-9 1 REPAIR
B2BBK8 GENM-REPAIR DOOR KNOB URGENT 4/3/12 NNMC-9 2 REPAIR
B2BBTB ELEC-INSTALL DIMMER LIGHTS B-9 ROOM 1914 SERVICE 4/3/12 NNMC-9 1 ELECTRICAL
B2BBW5 LOCK- RPL OLD CIPHER LOCK SERVICE 4/3/12 NNMC-9 1 STRUCTURAL
B2BBFX HVAC - TOO COLD - BLDG 9, RM 0761 URGENT 4/2/12 NNMC-9 2 HVAC
B2BND2 HVAC-ADJUST TEMPERATURE URGENT 4/23/12 NNMC-9 2 HVAC
B2BNCN ELEC- PROVIDE ELECTRICIANS SERVICE 4/23/12 NNMC-9 1 ELECTRICAL
B2BKW6 LOCKS - BROKEN LOCK - BLDG 9, RM 2782 URGENT 4/16/12 NNMC-9 2 LOCKS
B2BJGL LOCK- CYPHER LOCK SERVICE 4/11/12 NNMC-9 1 STRUCTURAL

B2BHWM BKLG-REPLACE BURNED OUT LIGHTS URGENT 4/10/12 NNMC-9 2 ELECTRICAL

B2BHX3 HVAC-ADJUST AIRFLOW URGENT 4/10/12 NNMC-9 2 HVAC
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B2BJF6 PLUM - LEAKING PIPE - BLDG 9, RM 0252 SERVICE 4/11/12 NNMC-9 1 PLUMBING

B2BHZ2
ELEC - EMCOR REQUEST - BLDG 9, SEE DETAILS FOR 
LOCATIONS

SERVICE 4/11/12 NNMC-9 1 ELECTRICAL

B2BK9L ELEC - OUTLET / DOOR - BLDG 9, RM 1940 SERVICE 4/13/12 NNMC-9 1 ELECTRICAL
B2BK9V HVAC - TOO COLD - BLDG 9, RM 3560 URGENT 4/13/12 NNMC-9 2 HVAC
B2BJ86 GENM-INSTALL DOOR SILENCER SERVICE 4/11/12 NNMC-9 1 REPAIR
B2BJ87 HVAC-ADJUST TEMPERATURE URGENT 4/11/12 NNMC-9 2 HVAC
B2BH8Y HVAC - TUBE SYS DOWN - BLDG 9, RM 2309 URGENT 4/9/12 NNMC-9 2 HVAC
B2BJDY LOCK - REPLACE CORE LOCK - URGENT 4/11/12 NNMC-9 LOCKS
B2BL8P HVAC-ADJUST TEMPERATURE URGENT 4/17/12 NNMC-9 2 HVAC
B2BM4K FIRE - SMOKY SMELL - BLDG 9, RM 1664 URGENT 4/18/12 NNMC-9 2 ELECTRICAL
B2BNV3 PLUM - MALFUNCTIONING WATER FOUNTAIN SERVICE 4/23/12 NNMC-9 1 PLUMBING
B2BNSC PLUM - CLOGGED TOILET - BLDG 9, RM 1653 URGENT 4/23/12 NNMC-9 2 PLUMBING
B2BP98 BKLG - LIGHTS OUT - BLDG 9, RM 1314 SERVICE 4/24/12 NNMC-9 1 ELECTRICAL
B2BNRG ELEC-REPLACE LIGHT/HARDWIRE REF SERVICE 4/23/12 NNMC-9 1 ELECTRICAL

B2BNV9
ELEC - NEG PRESSURE ALARM FAILED - BLDG 9, RM 
3503, 3504

SERVICE 4/23/12 NNMC-9 1 ELECTRICAL

B2BP3Z PLUM-REPAIR REF LEAK SERVICE 4/24/12 NNMC-9 2 PLUMBING
B2BRC6 ELEC-EMCOR ELECTRICIAN ASSISTANCE SERVICE 4/26/12 NNMC-9 1 ELECTRICAL
B2BRB4 ELEC-EMCOR ELECTRICIAN ASSISTANCE SERVICE 4/26/12 NNMC-9 1 ELECTRICAL
B2BR3K HVAC-REPAIR REFRIGERATOR LEAK URGENT 4/26/12 NNMC-9 2 HVAC
B2BV29 GENM-REPAIR STAINLESS CORNER GUARD SERVICE 5/1/12 NNMC-9 1 REPAIR
B2BVBG ELEC-POWER OUTAGE URGENT 5/2/12 NNMC-9 ELECTRICAL

B2BXR2
PLUM - CONDENSATION BACKED UP - ICY - BLDG 9, RM 
0364

URGENT 5/4/12 NNMC-9 2 PLUMBING

B2BXNH
HVAC-PERFORM PREVENTIVE MAINTENANCE ON LAB 
AIR COMPRESSOR /REPAIR CEILING TILES. B-9 ROOM # 
0220 ,1733

URGENT 5/4/12 NNMC-9 HVAC

B2BXHX PLUM - CLOGGED URINAL - BLDG 9, RM 2453 URGENT 5/4/12 NNMC-9 2 PLUMBING
B2BZ6N HVAC - X-RAY ROOM TOO HOT - BLDG 9, RM 1770 URGENT 5/8/12 NNMC-9 2 HVAC

B2C77C PLUM - BROKEN TOILET - BAGGED - BLDG 9, RM 2525A URGENT 5/15/12 NNMC-9 3 PLUMBING

B2C9MP PLUM-B-9 ROOM # 2966 REPAIR WATER LEAK URGENT 5/17/12 NNMC-9 3 PLUMBING
B2C697 ELEC - LIGHT OUT - MRI - BLDG 9, RM 3123 SERVICE 5/11/12 NNMC-9 1 ELECTRICAL

B2C6BS
PTNG - PATCH & PAINT - BLDG 9, HALLWAY NEAR ROOM 
1782

SERVICE 5/11/12 NNMC-9 1 FCA_PAINT

B2CBV3 ELEC-B-9 AND B-10 - EMCOR ASSISTANCE SERVICE 5/18/12 NNMC-9 2 ELECTRICAL
B2CBV7 ELEC-B-9 AND B-10 - EMCOR ASSISTANCE SERVICE 5/18/12 NNMC-9 2 ELECTRICAL

B2CBVB
ELEC-B-9 3RD FLOOR MOR SURGICAL SUITE- EMCOR 
ASSISTANCE

SERVICE 5/18/12 NNMC-9 2 ELECTRICAL

B2CBVD ELEC-B-9A,B-9,B-10 - EMCOR ASSISTANCE SERVICE 5/18/12 NNMC-9 2 ELECTRICAL

B2CBVX
GENM-B-9 ROOM # 2710 - PATCH AND PAINT WALL,B-9 
ROOM # 2201 - REPAIR CLOGGED TOILET

SERVICE 5/18/12 NNMC-9 2 REPAIR

B2CCPB HVAC - TOO HOT - BLDG 9, RM 2670 URGENT 5/21/12 NNMC-9 3 HVAC

B2CCTD
HVAC- B-9 ROOM # 1763,1761,2975 - AC/EXHAUST 
MALFUNCTION

URGENT 5/21/12 NNMC-9 3 HVAC

B2CCVB
ELEC-B-9 ROOM # 2317 REPAIR PNEUMATIC TUBE 
SYSTEM

URGENT 5/21/12 NNMC-9 3 ELECTRICAL

B2CCRG HVAC - TOO HOT - BLDG 9, RMS 2460, 2919 URGENT 5/21/12 NNMC-9 3 HVAC

B2CCZX HVAC/ELEC - TOO HOT - UROLOGY - BLDG 9, RM 2714 URGENT 5/21/12 NNMC-9 3 HVAC

B2CCZC ELEC - PUSH BAR FALLING OFF DOOR - BLDG 9, RM 1648 URGENT 5/21/12 NNMC-9 3 ELECTRICAL
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B2CFDV
ELEC - INSTALL 2 ELECTRICAL CIRCUITS - BLDG 9, 1ST 
FLOOR, RADIOLOGY RECEPTION

SERVICE 5/23/12 NNMC-9 2 ELECTRICAL

B2CGGV HVAC - REPAIR AIR SUPPLY - BLDG 9, RMS 1210, 1367 URGENT 5/25/12 NNMC-9 3 HVAC

B2CG46
HVAC-B-9 ROOM # 0210,0206,0211,0214 - HOT 
TEMPERATURE.

URGENT 5/24/12 NNMC-9 3 HVAC

B2CGF8
GENM - BOTTOM OF DOOR CATCHES ON FLOOR - BLDG 
9, RM 2535

SERVICE 5/24/12 NNMC-9 2 REPAIR

B2CFWV
HVAC - TOO HOT IN PHARMACY - MEDS ENDANGERED - 
BLDG 9, RM 2315

URGENT 5/23/12 NNMC-9 3 HVAC

B2CLJH LOCKS - BROKEN LOCK - BLDG 9, RM 2894 URGENT 6/1/12 NNMC-9 3 LOCKS

B2CLCB
PLUM - CHANGE WATER FILTERS - Building 9:  Rooms 
1201, 1245, 1530, and 1570

SERVICE 6/1/12 NNMC-9 2 PLUMBING

B2CLKK ELEC - SWITCH LIGHT BULBS - BLDG 9, RM 0741 SERVICE 6/1/12 NNMC-9 2 ELECTRICAL
B2CL2W ELEC-RELAMP LIGHTS SERVICE 5/31/12 NNMC-9 4 ELECTRICAL
B2CL4S ELEC - BROKEN AUTO DOOR - BLDG 9, RM 3026 URGENT 5/31/12 NNMC-9 3 ELECTRICAL
B2CLKS PLUM - CLOGGED SINK - BLDG 9, RM 2225 URGENT 6/1/12 NNMC-9 3 PLUMBING
B2CKVJ GENM-REPAIR DOOR SERVICE 5/31/12 NNMC-9 4 REPAIR
B2CKX8 GENM-DOOR WILL NOT LOCK. SERVICE 5/31/12 NNMC-9 3 REPAIR
B2CMBC BKLG - LIGHT OUT - BLDG 9, RM 1841 URGENT 6/5/12 NNMC-9 3 ELECTRICAL

B2CMD2
HVAC/PLUM - repair leaks / cap off drains - MER 0220 
Bldg. 9

URGENT 6/5/12 NNMC-9 3 HVAC

B2CN7D
BKLG-Bldg. 9, Obstetrics, 2nd Floor, near pharmacy 
hallway by exam room. Light bulbs need to be replaced.

SERVICE 6/6/12 NNMC-9 2 REPAIR

B2CS2C PLUM - CLOGGED SINKS - BLDG 9, PACU, RM 3036 URGENT 6/11/12 NNMC-9 3 PLUMBING

B2CS2G
HVAC - TOO HOT IN NUCLEAR MEDICINE -  EQUIPMENT 
ENDANGERED - BLDG 9, RM 1947

URGENT 6/11/12 NNMC-9 3 HVAC

B2CLSN
HVAC-B-9 ROOM # 1ST FLOOR NEPHROLOGY CLINIC - 
COLD TEMPERATURE

URGENT 6/4/12 NNMC-9 3 HVAC

B2CNMY
LOCK - BROKEN LOCK TO RESTROOM - BLDG 9, RM 1931, 
RM 2

URGENT 6/7/12 NNMC-9 3 LOCKS

B2CNNH
HVAC - WATER DRIPPING FROM VENT - BLDG 9, RM 
3123

SERVICE 6/7/12 NNMC-9 2 HVAC

B2CNS4 HVAC - TUBE SYS - BLDG 9, RM 0760 URGENT 6/7/12 NNMC-9 3 HVAC
B2CNTW HVAC - TOO COLD - BLDG 9, RM 1636, 1637 URGENT 6/7/12 NNMC-9 3 HVAC

B2CNVN
PTNG/GENM - PATCH & PAINT / RUG REPAIR - BLDG 9, 
RM 3017

SERVICE 6/7/12 NNMC-9 2 FCA_PAINT

B2CN3R PTNG - PATCH & PAINT - BLDG 9, RMS 1796, 1797, 1798 SERVICE 6/5/12 NNMC-9 2 FCA_PAINT

B2CLWY
PLUM-Bldg. 9, 3rd Floor, Rm. 3576. Urinal is 
continuously running.

URGENT 6/4/12 NNMC-9 3 PLUMBING

B2CPBX
GENM-Bldg. 9, 3rd Floor, Rms. 3552 and 3548. Remove 
drain screens from sinks so that customer can insert 
plugs into sinks as needed.

SERVICE 6/8/12 NNMC-9 2 REPAIR

B2CP9P
GENM-Bldg. 9A, Emergency Room. Water fountain is not 
working and restroom needs toilet seat cover dispensers 
installed.

SERVICE 6/8/12 NNMC-9 2 REPAIR

B2CM5C ELEC - AUTO DOORS NOT WORKING - BLDG 9, RM 3026 URGENT 6/4/12 NNMC-9 3 ELECTRICAL

B2CRPX PTNG - PATCH & PAINT - BLDG 9, NEAR 2221 SERVICE 6/11/12 NNMC-9 2 FCA_PAINT

B2CP3G
ELEC/GENM - DOORS / TOILET SEAT - BLDG 19, RMS 
2214, 2146, 2223, 2304

SERVICE 6/7/12 NNMC-9 2 PLUMBING
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B2CVF3
HVAC - TUBE SYS DOWN - STATION 52 - BLDG 9, 
INPATIENT PHARMACY

URGENT 6/14/12 NNMC-9 3 HVAC

B2CV94
ELEC/PLUM/GENM - INSTALL OUTLETS/ EYEWASH 
STATION/RESEAT WINDOWS - BLDG 9, RMS 3553, 3511, 
3522, 3505, 3507

SERVICE 6/14/12 NNMC-9 2 ELECTRICAL

B2CVJ7 PLUM-B-9 ROOM # 3360 - REPAIR BROKEN PIPE LEAK. URGENT 6/14/12 NNMC-9 3 PLUMBING

B2CVJR
ELEC-B-9 AND B-10 - MONTHLY EMERGENCY LIGHT 
TESTING.

SERVICE 6/14/12 NNMC-9 2 ELECTRICAL

B2CVJV
ELEC-B-9 AND B-10 - MONTHLY EMERGENCY LIGHT 
TESTING.

SERVICE 6/14/12 NNMC-9 2 ELECTRICAL

B2CVJZ
ELEC-B-9 3RD FLOOR - MONTHLY EMERGENCY LIGHTI 
TESTING.

SERVICE 6/14/12 NNMC-9 2 ELECTRICAL

B2CVK4
ELEC-B-9A AND REMAINDER OF 9 AND 10 - MONTHLY 
EMERGENCY LIGHT TESTING

SERVICE 6/14/12 NNMC-9 2 ELECTRICAL

B2CVK8
ELEC-B-9A AND THE REMAINDER OF B-9 AND 10 - 
MONTHLY EMERGENCY LIGHT TESTING

SERVICE 6/14/12 NNMC-9 2 ELECTRICAL

B2CTJX
GENM-Bldg. 9, Rms. 2550 and 2549. Glove dispensers 
and apron hangars need to be installed.

SERVICE 6/14/12 NNMC-9 3 REPAIR

B2CTJN HVAC, Bldg. 9, Rm. 2936. Patient room is too hot. URGENT 6/14/12 NNMC-9 3 HVAC

B2CW8Z
ELEC/PLUM - CHECK WATTS/AMPS/INSTALL IN-LINE 
WATER HEATER - BLDG 9, RM 3360, 2715

SERVICE 6/15/12 NNMC-9 2 PLUMBING

B2CW9G PLUM-B-9 ROOM # 1314A - REPAIR CEILING LEAK URGENT 6/15/12 NNMC-9 3 REPAIR

B2CWB6
ELEC-B-9 PHARMACY SECOND FLOOR - PROVIDE EMCOR 
ELECTRICIAN ASSISTANCE.

URGENT 6/15/12 NNMC-9 3 ELECTRICAL

B2CYDJ
PLUM-Bldg. 9A, Rm. 3322. Problems with sink, stated 
per customer.

URGENT 6/21/12 NNMC-9 3 PLUMBING

B2CYSW
HVAC - WAY TOO COLD - NUTRITION SVCS - BLDG 9, RM 
0303

SERVICE 6/21/12 NNMC-9 2 HVAC

B2CYM6
ELEC-B-9 ROOM # 0760 - REPAIR PNEUMATIC TUBE 
SYSTEM

URGENT 6/21/12 NNMC-9 3 ELECTRICAL

B2CYMH
LOCK - MISALIGNMENT - PIN WON'T SLIDE INTO 
DOORJAMB - PEDS/ENDO - BLDG 9, RM 3552

URGENT 6/21/12 NNMC-9 3 LOCKS

B2CY6S ELEC-Bldg. 9, Rm. 2203. No power in network closet. URGENT 6/20/12 NNMC-9 3 ELECTRICAL

B2CY8F
GENM-B-9 ROOM # 0269 - REPAIR BROKEN FIRE 
BARRIER DOOR.

URGENT 6/20/12 NNMC-9 3 REPAIR

B2CYVL ELEC-B-9 ROOM # 0745 - INSTALL ELECTRICAL OUTLET. SERVICE 6/21/12 NNMC-9 2 ELECTRICAL

B2CYHR
REFRIDGERATOR BOXES ARE READING 65 DEGREES 
SHOULD READ 32 DEGREES

SERVICE 5/7/12 NNMC-9 1 HVAC

B2CYJ6 DOOR HANDLE WON'T OPEN DOOR. iT IS STUCK SERVICE 5/7/12 NNMC-9 1 REPAIR
B2CYJT TOO COLD IN LAB SERVICE 5/7/12 NNMC-9 1 HVAC
B2CYVX PLUM - LEAKING TOILET - BLDG 9, RM 3140 SERVICE 6/21/12 NNMC-9 2 PLUMBING
B2CYK6 LOSS OF POWER SERVICE 5/7/12 NNMC-9 1 ELECTRICAL

B2CYKW
CUP SINK CLOGGED ( USED FOR INSTRUMENTS) WATER 
RUNNING OUT ONTO THE FLOOR

SERVICE 5/7/12 NNMC-9 1 PLUMBING

B2CYBT
HVAC-Bldg. 9, Rms. 311, 312, and 313. All these rooms 
are too hot.

URGENT 6/20/12 NNMC-9 3 HVAC

B2CYDP
PLUM-B-9 ROOM # 0724 AND 0725 - UNDETERMINED 
LEAK,

URGENT 6/21/12 NNMC-9 3 PLUMBING
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B2CYF6
GENM-Bldg. 9, Cardiology Clinic, Rm. 2882. Picture 
needs to be hung; does not have wire behind it.

SERVICE 6/21/12 NNMC-9 2 REPAIR

B2CXP8
PLUM / HVAC  - REPAIR/REPLACE VERY TOILET SEAT  / 
ADJUST TEMP

URGENT 6/20/12 NNMC-9 3 PLUMBING

B2CYT2 LOCKS-Bldg. 9, Rm. 2975. Key stuck in door. SERVICE 6/21/12 NNMC-9 2 LOCKS

B2CYYX
PLUM - BROKEN TOILET & URINAL / PTNG - BLDG 9 
GALLEY, RM 0262

SERVICE 6/21/12 NNMC-9 2 FCA_PAINT

B2CZ3T LOCK - JAMMED LOCK - BLDG 9, RM 2897 SERVICE 6/22/12 NNMC-9 2 LOCKS
B2CYZK GENM - FLOOR FLASHING - BLDG 9, RM 0350 SERVICE 6/21/12 NNMC-9 2 REPAIR

B2CYZP
HVAC - WAY TOO COLD - Bldg 9 Clinical Lab Bio Safety 
Lab Suite

URGENT 6/21/12 NNMC-9 3 HVAC

B2CYBF
ELEC - REQUEST FOR EMCOR ASSISTANCE - Building 9, 
Room 0222

SERVICE 6/20/12 NNMC-9 2 ELECTRICAL

B2CYX5 HVAC - WATER LEAK @ AHU #48 - BLDG 9, RM 3200 URGENT 6/21/12 NNMC-9 3 HVAC

B2CYH4
HVAC-Bldg. 9, Main Pharmacy, 1st Floor. Entire 
pharmacy is too hot.

URGENT 6/21/12 NNMC-9 3 HVAC

B2CXZV HVAC-B-9 ROOM # 1947 - HOT TEMPERATURE URGENT 6/20/12 NNMC-9 3 HVAC

B2D9PK
HVAC-Bldg. 9, OB/GYN Clinic. Rooms 2277, 2282, and 
2275. Black debris falling from vents. Please investigate.

URGENT 6/27/12 NNMC-9 3 HVAC

B2DB4S
GENM-Bldg. 9, 2nd Deck, Various rooms listed in 
"Details"...hang up lead hangars. Also, light bulb needs 
to be changed in 2550.

SERVICE 6/27/12 NNMC-9 1 REPAIR

B2D9NK PLUM-SINK LEAKING URGENT 6/27/12 NNMC-9 3 PLUMBING
B2D9ZM HVAC - EXHAUST FAN IS MAKING LOUD NOISE SERVICE 6/27/12 NNMC-9 4 HVAC
B2D9K5 PLUM - WATER COOLER - BLDG 9, SEVERAL ROOMS SERVICE 6/26/12 NNMC-9 2 PLUMBING
B2D9KG PLUM - CLOGGED URINAL - BLDG 9, RM 2202 SERVICE 6/26/12 NNMC-9 2 PLUMBING
B2D9K3 Lock-General Surgery SERVICE 6/26/12 NNMC-9 4 LOCKS
B2D9KP Lock-Organ Transplant SERVICE 6/26/12 NNMC-9 4 LOCKS

B2D9GY
HVAC-B-9 ROOM # 2724 NEPHROLOGY CLINIC - COLD 
TEMPERARURE

URGENT 6/26/12 NNMC-9 3 HVAC

B2D9JC ELEC-B-9 ROOM # 2506 - INSTALL POWER OUTLET. SERVICE 6/26/12 NNMC-9 ELECTRICAL

B2D9DC
PLUM - CLOGGED TOILET - DECONTAMINATION ROOM - 
BLDG 9, RM 0202

URGENT 6/26/12 NNMC-9 3 PLUMBING

B2D9DF PLUM - SLOW LEAK UNDER SINK - BLDG 9, RM 2581 SERVICE 6/26/12 NNMC-9 2 PLUMBING

B2D9GV
GENM - METAL SWING DOOR CATCHES ON FLOOR  - 
BLDG 9, RM 1558

SERVICE 6/26/12 NNMC-9 2 REPAIR

B2D9XH
PLUM-Bldg. 9, 3rd Floor, Rm. 3017. Low water pressure 
affecting dialysis, significantly threatening patient care.

URGENT 6/27/12 NNMC-9 3 PLUMBING

B2D9JY HVAC/PLUM-TOO HOT IN LAB AND NO HOT WATER URGENT 5/8/12 NNMC-9 3 HVAC

B2D9KD HVAC- TOO HOT URGENT 4/30/12 NNMC-9 3 HVAC
B2D9KH ELEC- ALARM SOUNDING. URGENT 4/29/12 NNMC-9 3 ELECTRICAL

B2DB59
GENM-Bldg. 9A, 3rd Floor, ICU. Pneumatic Tube System 
is malfunctioning.

URGENT 6/27/12 NNMC-9 3 REPAIR

B2FM92
GENM-Bldg. 9, Basement, wall near Central Distribution. 
Install five coat hangars.

SERVICE 7/3/12 NNMC-9 2 REPAIR

B2FM9T
GENM-Bldg. 9, 2nd Floor, Rm. 2870. Toilet in bathroom 
has seat coming off. Please fix.

URGENT 7/3/12 NNMC-9 3 REPAIR

B2FGWC HVAC-B-9 ROOM # 1519 COLD TEMPERATURE URGENT 7/2/12 NNMC-9 3 HVAC
B2FJT8 HVAC-B-9 ROOM # 2936 - HOT TEMPERATURE URGENT 7/2/12 NNMC-9 3 HVAC
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B2FLW4
HVAC-B-9 ROOM # 0330  GALLEY AREA - REPAIR REACH 
IN REFRIGERATOR

URGENT 7/2/12 NNMC-9 3 HVAC

B2FM7V
GENM-Bldg. 9, 1st Floor, Rooms 1532 and 1532A. Both 
bathrooms need toilet seat cover holders installed.

SERVICE 7/3/12 NNMC-9 2 REPAIR

B2FRLK ELEC - REPLACE BATTERY BACKED BALLASTS SERVICE 7/6/12 NNMC-9 2 ELECTRICAL

B2FM8Z
HVAC-B-9 ROOM # 1550 - NO AIRCONDITION IN THE 
ROOM.

URGENT 7/3/12 NNMC-9 3 HVAC

B2FMB7
HVAC-B-9 ROOM # 0380 - REPAIR WALK-IN -FREEZER , 
GALLEY AREA.

URGENT 7/3/12 NNMC-9 3 HVAC

B2FM5H HVAC-Bldg. 9, 1st Floor, Rm. 1279. Room is too hot. SERVICE 7/3/12 NNMC-9 2 HVAC

B2FM68
PLUM-Bldg. 9A, 3rd Floor, Rm. 3434. Bathroom has 
toilet that is not working at all.

URGENT 7/3/12 NNMC-9 3 PLUMBING

B2FM6Y
PLUM-Bldg. 9, Rm. 3434. Water fountain right outside 
room is constantly running; problem with sensor.

URGENT 7/3/12 NNMC-9 3 PLUMBING

B2FVXY
GENM-B-9 ROOM # CLOSE TO 1762 (HALLWAY - REPAIR 
DRESSING ROOM DOOR FRAME.

SERVICE 7/11/12 NNMC-9 2 REPAIR

B2FW6Y
HVAC- B-9 ROOM # WHOLE 2ND FLOOR - COLD 
TEMPERATURE

URGENT 7/11/12 NNMC-9 3 HVAC

B2FW8T GENM-B-9 ROOM # 3128 - REPAIR DOOR SERVICE 7/11/12 NNMC-9 2 REPAIR

B2FWZ2 ELCON-B-6 ELEVATOR # 9 - REPAIR DOWN ELEVATOR. SERVICE 7/12/12 NNMC-9 2 CONVEYING

B2FW3T
PLUM-Bldg. 9, Rooms 3230, 3226, 3218, and 3232. Eye 
wash stations inside each room need to have water 
pressure adjusted.

SERVICE 7/11/12 NNMC-9 2 PLUMBING

B2FX5R
HVAC-B-9 ROOM # 2580 - SUCTION ON THE WALL DOES 
NOT WORK.

SERVICE 7/12/12 NNMC-9 2 HVAC

B2FWTR
PLUM - REQUEST HOT WATER OUTAGE - BLDG 9, RM 
2313A

SERVICE 7/12/12 NNMC-9 2 PLUMBING

B2FWZN
GENM-Bldg. 9, Rm. 1727. TV needs to be hung, customer 
has frame.

SERVICE 7/12/12 NNMC-9 2 REPAIR

B2FXK3
GENM-Bldg. 9, Between rooms 2569 and 2570 and also 
in front of front desk area. Chipped paint. Patch and 
paint over chips.

SERVICE 7/13/12 NNMC-9 2 REPAIR

B2FWFY ELEC-Bldg. 9, 0222A+0251. No power to network closet. SERVICE 7/11/12 NNMC-9 2 ELECTRICAL

B2FWG4 ELEC-Bldg. 9, Galley. Serving line has no power. SERVICE 7/11/12 NNMC-9 2 ELECTRICAL
B2FWG5 PLUM-Bldg. 9, Galley, 0330F. Steam leak. SERVICE 7/11/12 NNMC-9 2 PLUMBING

B2FWPV
PLUM-Bldg. 9, Rooms 5069 - sink keeps running water, 
Rooms # 5182 - repair door shock, closes loud.

URGENT 7/12/12 NNMC-9 3 PLUMBING

B2FXH8
GENM-Bldg. 9, Rm. 1643. Install hanging device on wall. 
Customer already has device.

SERVICE 7/12/12 NNMC-9 2 REPAIR

B2FXHX
PLUM-Bldg. 9, Basement, Dining Facility. Overhead 
water leak in ceiling, water bubble dripping water. Fix 
leak and replace ceiling tile.

URGENT 7/12/12 NNMC-9 3 PLUMBING

B2FXSC
GENM-Bldg. 9, Rooms 2714, 2778, 2739, and 2754. 
Various. Please see details.

SERVICE 7/13/12 NNMC-9 2 REPAIR

B2FY4S
GENM-Bldg. 9A, Rm. 2422. Door latch to handicap door 
is malfunctioning.

URGENT 7/13/12 NNMC-9 3 REPAIR
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B2FWLL
ELEC-B-9 ROOM # 2317 - REPAIR PNEUMATIC TUBE 
SYSTEM

URGENT 7/12/12 NNMC-9 3 ELECTRICAL

B2FWN2 HVAC-B-9 ROOM # 3125- HOT TEMPERATURE URGENT 7/12/12 NNMC-9 3 HVAC

B2FWCX
B-9 ROOM # 0602 - BROKEN TOILET,B-9 ROOM # 1665 - 
REPAIR ELECTRICAL OUTLET

URGENT 7/11/12 NNMC-9 3 PLUMBING

B2G2VZ
HVAC-B-9 ROOM # 2315 - REPAIR PNEUMATIC TUBE 
SYSTEM

SERVICE 7/17/12 NNMC-9 2 HVAC

B2G2MD
Handyman-Bldg. 9, General Surgery Clinic, Next to front 
desk. TV mount needs to be hung.

SERVICE 7/17/12 NNMC-9 2 REPAIR

B2G5FW ELEC - LIGHTS / DIMMER SWITCH - BLDG 9, RM 110 SERVICE 7/18/12 NNMC-9 2 ELECTRICAL

B2G2PJ
GENM-Bldg. 9, Rm. 3551. Need door sweeps installed on 
four sets of double doors connecting to room.

SERVICE 7/17/12 NNMC-9 2 REPAIR

B2G368 Lock- Radiology URGENT 7/17/12 NNMC-9 4 LOCKS
B2G2S5 HVAC-Bldg. 9, Rm. 1519. Too hot in room. SERVICE 7/17/12 NNMC-9 2 HVAC

B2G2SM
GENM-Bldg. 9, Rm. 0380A. Door handles missing on 
door.

SERVICE 7/17/12 NNMC-9 2 REPAIR

B2G58S
B-9 ROOM # 0215A - REPAIR/REPLACE ELECTRICAL 
OUTLET

SERVICE 7/18/12 NNMC-9 2 ELECTRICAL

B2G2SP
GENM-Bldg. 9, Rm. 3235. Shorten magnetic door holder 
externsion.

SERVICE 7/17/12 NNMC-9 2 REPAIR

B2G34V PEST-Bldg. 9, Rm. 2675. Centipedes in room. SERVICE 7/17/12 NNMC-9 2 PEST CONTROL

B2G52V
ELEC- B-9 AND B-10  - MONTHLY EMERGENCY LIGHT 
TESTING.

SERVICE 7/18/12 NNMC-9 2 ELECTRICAL

B2G52X
ELEC-B-9 3RD FLOOR - MONTHLY EMERGENCY LIGHT 
TESTING

SERVICE 7/18/12 NNMC-9 2 ELECTRICAL

B2G534
ELEC-B-9A AND REMAINDER OF B-9 AND B-10 - 
MONTHLY EMERGENCY LIGHT TESTING.

SERVICE 7/18/12 NNMC-9 2 ELECTRICAL

B2G52M
ELEC- B-9 AND B-10  - MONTHLY EMERGENCY LIGHT 
TESTING.

SERVICE 7/18/12 NNMC-9 2 ELECTRICAL

B2G2KD HVAC-B-9 ROOM # 0735 - HOT TEMPERATURE URGENT 7/17/12 NNMC-9 3 HVAC

B2G566
HVAC - TUBE SYS DOWN (BLOOD SAMPLES) - BLDG 9, 
RM 0760

URGENT 7/18/12 NNMC-9 3 HVAC

B2G5DZ ELEC - PICU Entrance Doors - BLDG 9, RM 3501 SERVICE 7/18/12 NNMC-9 2 ELECTRICAL

B2G53K
ELEC-B-9A AND REMAINDER OF B-9 AND B-10 - 
MONTHLY EMERGENCY LIGHT TESTING.

SERVICE 7/18/12 NNMC-9 2 ELECTRICAL

B2GKY7
GENM B-9 ROOM # 0380A - REPAIR/REPLACE DOOR 
KNOB

SERVICE 7/23/12 NNMC-9 2 REPAIR

B2GKN4
ELEC-WIRES HANGING IN GARAGE, WATER COMING 
FROM ROOF

URGENT 7/19/12 NNMC-9 4 ELECTRICAL

B2GLKR BKLG - LIGHT OUT IN KITCHEN - BLDG 9, RM 0380 SERVICE 7/24/12 NNMC-9 2 ELECTRICAL

B2GLJ8
PLUM - ICE MACHINE - PICU - NOT MAKING ICE - BLDG 9, 
RM 3549

URGENT 7/24/12 NNMC-9 3 PLUMBING

B2GKKR
PLUM-B-9 ROOM # 1940 - REPAIR EYE WASH STATION,B-
9 ROOM # 1916 - REPAIR ELECTRICAL OUTLET.

URGENT 7/23/12 NNMC-9 3 PLUMBING

B2GLFW ELEC - NO POWER TO OUTLET - BLDG 9, RM 1739 URGENT 7/24/12 NNMC-9 3 ELECTRICAL

B2GT6L
GENM- B-9 ROOM # 3506 OPERATING ROOM # 1 - 
REPAIR/REPLACE BROKEN OVERHEAD  BOOM COVER

SERVICE 7/30/12 NNMC-9 2

B2GTKN
GENM-B-9 ROOM # 3709 AND 3701 MAIN OR - REPAIR 
BROKEN RESTRICTED DOORS.

SERVICE 7/31/12 NNMC-9 2 REPAIR
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B2GT9W
B-9 ROOM # 0368 REPAIR CONDENSATION DRAIN 
CLOGGED, B-9 ROOM # 0380 - CLOGGED SINK

URGENT 7/30/12 NNMC-9 3 PLUMBING

B2GSX3 HVAC-B-9 ROOM # 0234 - HOT TEMPERATURE URGENT 7/30/12 NNMC-9 3 HVAC

B2GSYV
HVAC- B-9 ROOM # 3129 - HISSING SOUND FROM THE 
CEILING

SERVICE 7/30/12 NNMC-9 2 HVAC

B2GT7L
B-9 ROOM # 2592,2554 - REPAIR HOLE IN THE WALL 
PATCH AND PAINT

SERVICE 7/30/12 NNMC-9 2 REPAIR

B2GT9H PLUM-EYEWASH STATION WATER TOO HOT. URGENT 7/30/12 NNMC-9 3 PLUMBING

B2GXSH
GENM-B-9 ROOM # HALLWAY DOOR 1255 - PATCH AND 
PAINT WALL

SERVICE 8/2/12 NNMC-9 2 REPAIR

B2GXWT
GENM-B-9 ROOM # 2483,2486 - REPAIR BROKEN DOOR 
LOCK.

SERVICE 8/3/12 NNMC-9 2 REPAIR

B2GXTS LOCKS-CUSTOMER LOCKED OUT OF ROOM. URGENT 4/20/12 NNMC-9 1 LOCKS
B2GY4H SECURE AND RESTORE MPS FOR OUTAGE URGENT 8/3/12 NNMC-9 3 LABOR
B2GY5P PLUM-Repair Leaking Sink, Bldg. 9 URGENT 8/3/12 NNMC-9 1 PLUMBING

B2GY5Y
HVAC-HEAVY ICE BUILD UP ON CONDENSOR 
COILS/RELAMP IN THE FREEZER

URGENT 8/3/12 NNMC-9 1 HVAC

B2GY2L
GENM-B-9 ROOM # 2241 - PATCH AND PAINT 
WALL/REMOVE WALL PAPER

SERVICE 8/3/12 NNMC-9 2 REPAIR

B2GXY9
HVAC-B-9 ROOM # 1947 AND 1945 - HOT 
TEMPERATURE

URGENT 8/3/12 NNMC-9 3 HVAC

B2H4RS PLUM-B-9 ROOM # 2328 - REPAIR BROKEN FAUCET URGENT 8/6/12 NNMC-9 3 PLUMBING
B2H4TG HVAC-B-9 ROOM # 4107 - COLD TEMPERATURE. URGENT 8/6/12 NNMC-9 3 HVAC

B2HR54
ELEC-B-9 ROOM # 0758 - REPAIR PNEUMATIC TUBE 
SYSTEM

URGENT 8/20/12 NNMC-9 3 ELECTRICAL

B2H752
PLUM-B-9 ROOM # 2ND FLOOR (COMPOUNDING DEPT 
OF PHARMACY) REPAIR WATER FOUNTAIN LOCATED 
INSIDE THE COMPOUNDING AREA.

SERVICE 8/9/12 NNMC-9 2 PLUMBING

B2H7C3
HVAC-B-9 BASEMENT WHOLE LABORATORY 
DEPARTMENT - HOT TEMPERATURE

SERVICE 8/9/12 NNMC-9 2

B2H7C8
HVAC-B-9 BASEMENT WHOLE LABORATORY 
DEPARTMENT - HOT TEMPERATURE

URGENT 8/9/12 NNMC-9 3 HVAC

B2H7G5
PLUM - CLOGGED TOILET - PLASTIC SURGERY CLINIC - 
BLDG 9, RM 2616

URGENT 8/10/12 NNMC-9 3 PLUMBING

B2H7H7
HVAC - TOO COLD - ORAL MAX FACIAL - BLDG 9, RM 
2526

URGENT 8/10/12 NNMC-9 3 HVAC

B2H7KZ
HVAC - TOO COLD - PAIN CLINIC - PATIENT CARE AREA - 
BLDG 9, WHOLE CLINIC

URGENT 8/10/12 NNMC-9 3 HVAC

B2H7LC HVAC - TUBE SYS DOWN - BLDG 9, RM 0758 URGENT 8/10/12 NNMC-9 3 HVAC

B2H7TS
REPAIR  WATER DAMAGED CEILINGS & WALL - BLDG 9, 
RM 1212

SERVICE 8/10/12 NNMC-9 2 PLUMBING

B2HCJW
PLUM - REPAIR/REPLACE TOILET SEAT - BLDG 9, RM 
1876

SERVICE 8/13/12 NNMC-9 2 REPAIR

B2HPVC PLUM-TOILET NOT FLUSHING CORRECTLY URGENT 8/17/12 NNMC-9 3 PLUMBING

B2HV4Y
ELEC/PTNG/GENM - REMOVE HARDWIRED UPS / PATCH 
& PAINT

SERVICE 8/22/12 NNMC-9 2 FCA_PAINT

B2HRGD
GENM-B-9 ROOM # 2585 AND 2586 - PATCH AND PAINT 
WALL

SERVICE 8/20/12 NNMC-9 REPAIR

B2HRK8 GENM-B-9 ROOM # 2709 - PATCH AND PAINT WALL SERVICE 8/20/12 NNMC-9 2 REPAIR

B2JHHX ELEC - MALFUNCTIONING OUTLET - BLDG 9, RM 2233 URGENT 8/27/12 NNMC-9 3 ELECTRICAL
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B2JHJ6
ELEC - 2 SPECIALTY LIGHTS OUT  - MRI SCAN ROOM - 
BLDG 9, RM 110

URGENT 8/27/12 NNMC-9 3 ELECTRICAL

B2JH6P BKLG / HVAC - light out / thermostat cover missing SERVICE 8/24/12 NNMC-9 2 HVAC

B2JH7S PLUM - TOILET NOT FLUSHING - BLDG 9, RM 1332 SERVICE 8/24/12 NNMC-9 2 PLUMBING

B2JH8S LOCK - CIPHER LOCK NOT WORKING - BLDG 9, RM 2989 URGENT 8/24/12 NNMC-9 3 LOCKS

B2JHB9
PLUM - STERILIZATION WATER NOT HOT ENOUGH - 
BLDG 9, 2715

URGENT 8/24/12 NNMC-9 3 PLUMBING

B2JHBJ
PLUM - EYEWASH STATION NEEDS MORE WATER 
PRESSURE - BLDG 9, RM 1705

SERVICE 8/24/12 NNMC-9 1 PLUMBING

B2JCKZ PLUM-B-9 ROOM # 2607 - REPAIR CEILING LEAK URGENT 8/23/12 NNMC-9 2 PLUMBING
B2JJ3L HVAC - ADJUST TEMP IN PAIN CLINIC TO 72 URGENT 8/27/12 NNMC-9 3 HVAC

B2JJ3G
ELEC-RELOCATE FOOD ASSEMBLY LINE, RM 0380, 
GALLEY

SERVICE 8/27/12 NNMC-9 2 ELECTRICAL

B2JCKW ELEC-B-9 ROOM # 2481 - RESTORE POWER SERVICE 8/23/12 NNMC-9 2 ELECTRICAL
B2JHNN PTNG - PATCH & PAINT - BLDG 9, RM 2547 SERVICE 8/27/12 NNMC-9 2 FCA_PAINT

B2JHRS ELEC - PAGING SYSTEM - BLDG 9, HOSPITAL DENTISTRY SERVICE 8/27/12 NNMC-9 2 ELECTRICAL

B2JHYT HVAC-PNEUMATIC TUBE SYSTEM NOT WORKING URGENT 8/27/12 NNMC-9 3 CONVEYING
B2JTT6 HVAC - TUBE SYS DOWN - BLDG 9, RM 0758 URGENT 9/10/12 NNMC-9 3 HVAC
B2JT9P Lights/ Ceiling Tile SERVICE 9/7/12 NNMC-9 2 LABOR

B2JTWN PLUM - PIPE UNDER SINK LEAKING - BLDG 9, RM 1398 SERVICE 9/10/12 NNMC-9 2 PLUMBING

B2JT74
Loose fan belt- Mechanical Room - Building9, 
Mechanical Room 4th floor, RF40

SERVICE 9/7/12 NNMC-9 2 HVAC

B2JTZT FREEZER DOOR WON'T LOCK - NNMC-9, RM 0386 URGENT 9/10/12 NNMC-9 3 REPAIR

B2JSZZ B9, R3124 - BROKEN DOOR KNOB - HANGING BY TAPE SERVICE 9/7/12 NNMC-9 2 LOCKS

B2JVK4 PLUM - DRAIN IS OVERFLOWING SERVICE 9/9/12 NNMC-9 2 PLUMBING

B2JV8M
ELECTRICAL OUTAGES - Building 9 - Basement and 3rd 
Floor

SERVICE 9/10/12 NNMC-9 2 ELECTRICAL

B2JVKD HVAC - HOT NETWORK CLOSET URGENT 9/10/12 NNMC-9 3 HVAC
B2JV9J Cold Call- B-9 SERVICE 9/10/12 NNMC-9 2 HVAC
B2JV9S PATCH & PAINT / ADD CORNER BUMPERS SERVICE 9/10/12 NNMC-9 2 LABOR
B2JVB8 REPLACE TOILET SEAT - BLDG 9, RM 1250 SERVICE 9/10/12 NNMC-9 2 REPAIR
B2JTBC BKLG - LIGHT OUT - B 9, R1776 SERVICE 9/7/12 NNMC-9 2 ELECTRICAL
B2JTBT BKLG - 2 FLOURESCENTS OUT - BLDG 9, RM 1344 SERVICE 9/7/12 NNMC-9 2 ELECTRICAL
B2JTMZ COLD ROOM - NNMC-9, RM 750 URGENT 9/8/12 NNMC-9 3 HVAC
B2JT9H Locks- Vascular Surgery Clinic SERVICE 9/7/12 NNMC-9 4 LOCKS

B2JX2M
PLUM - LOW WATER PRESSURE IN TOILET - BLDG 9, RM 
2817

URGENT 9/14/12 NNMC-9 3 PLUMBING

B2JX4Y REPLACE FIRE DOOR HANDLES - BLDG 9, RM 0729 URGENT 9/14/12 NNMC-9 3 REPAIR
B2JXB8 Plum Outage Assistances- B-9, RM-0220 SERVICE 9/14/12 NNMC-9 2 PLUMBING

B2JXBG
DOOR HANDLE LOOSE - STARTING TO JAM - BLDG 9, 
2207

SERVICE 9/14/12 NNMC-9 2 LOCKS

B2JX9F TRIPPING HAZARD - BLDG 9, PHARMACY WAITING AREA URGENT 9/14/12 NNMC-9 3 REPAIR

B2JXBN GENM-Door handles, B-9, RM 0326/ 0380 SERVICE 9/14/12 NNMC-9 2 REPAIR
B2JXBL PLUM- Steam pipe leaking, B-9, RM 3200 URGENT 9/14/12 NNMC-9 3 PLUMBING

B2JYXH LOCK-VASCULAR SURGERY- OPEN DOOR PER SAID T. SERVICE 9/15/12 NNMC-9 2 LOCKS
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B2JYY7 TOILET OVERFLOWING ACROSS FROM THE PHARMACY URGENT 9/17/12 NNMC-9 2 PLUMBING

B2JYWD PLUM - CLOGGED TOILET - BLDG 9, RM 2573 URGENT 9/19/12 NNMC-9 3 PLUMBING
B2JYTN ELEC- Shortish, B-9, RM 2715 SERVICE 9/19/12 NNMC-9 2 ELECTRICAL
B2JYF3 CIRCUIT 11 WENT OUT. URGENT 9/17/12 NNMC-9 3 ELECTRICAL

B2JYLG
ADJUST DOORS FOR EASY OPENING - BLDG 9, RM 2579-
2595

SERVICE 9/19/12 NNMC-9 2 REPAIR

B2JYC7 PLUM-Cap Operating Room DRAIN LINES, B-9, RM-3609 SERVICE 9/18/12 NNMC-9 2 PLUMBING

B2JYCK ELEC-Repair FIRE EXIT Light, B-9, Rooms 1-7 SERVICE 9/18/12 NNMC-9 2 ELECTRICAL

B2K2J6
PLUM - AUTO SENSORS - 6 OF 8 SENSORS NOT 
WORKING - BLDG 9, RM 2801

SERVICE 9/24/12 NNMC-9 2 PLUMBING

B2JYMX Locks- Pharmacy Vault Combo Change URGENT 9/19/12 NNMC-9 3 LOCKS
B2JY7T WALK IN REFRIGERATOR OUT IN MAIN LAB URGENT 9/14/12 NNMC-9 3 HVAC
B2JY5P Locks- replace cores for elevator rooms URGENT 9/18/12 NNMC-9 3 LOCKS
B2JY8C WALK IN REFIGERATOR GETTING WARM. SERVICE 9/15/12 NNMC-9 2 PLUMBING
B2JY8P PLUM- Restroom, B-9, RM-01202 & RM-2202 SERVICE 9/18/12 NNMC-9 2 PLUMBING

B2JY9D
BKCT - WET CEILING TILE / PATCH & PAINT - BLDG 9, RM 
3360, 0721

SERVICE 9/18/12 NNMC-9 2 LABOR

B2K2SJ HVAC - TUBE SYS DOWN - BLDG 9, RM 0758 URGENT 9/25/12 NNMC-9 3 HVAC
B2K2WC PLUM-TOILET OVERFLOWING, B-9, RM-1331 URGENT 9/25/12 NNMC-9 3 PLUMBING
B2K2V9 HVAC - TUBE SYS DOWN - BLDG 9, RM 3561 URGENT 9/25/12 NNMC-9 3 HVAC
B2K4CZ HOT CALL IN OR - BLDG 9, RM 3219 URGENT 9/27/12 NNMC-9 3 HVAC

B2K4DV
TEMP ALARM  SOUNDING IN FREEZER - MORGUE, BLDG 
9

URGENT 9/27/12 NNMC-9 3 ELECTRICAL

B2K4FN HVAC, PNEUMATIC TUBE, B-9, RM-0758 URGENT 9/27/12 NNMC-9 3 HVAC
B2K4FV PLUM, CLOGGED TOILET, B-9, RM-2525A URGENT 9/27/12 NNMC-9 3 PLUMBING
B2K47R COLD CALL - BLDG 9, RM 0745, 0748, 0747, 0750 URGENT 9/26/12 NNMC-9 3 HVAC

B2K4GZ
PLUM - PATIENT DISHWASHER DRAIN BACKED UP - 
BLDG 9, RM 0330F

URGENT 9/27/12 NNMC-9 3 APPLIANCE

B2K254 ELEC - LOSS OF POWER TO OUTLETS - NNMC-9, RM 2719 URGENT 9/21/12 NNMC-9 3 ELECTRICAL

B2K49X GAS LEAK PREVENTION - BLDG 9, RM 3700 SERVICE 9/26/12 NNMC-9 2 PLUMBING

B2K2FP
DOMESTIC CITY WATER NOT WORKING - BLDG 9, NEAR 
PACU

URGENT 9/24/12 NNMC-9 3 PLUMBING

B2K4NC Lock- NSPD URGENT 9/27/12 NNMC-9 3 LOCKS
B2K4V6 TOO COLD URGENT 6/25/12 NNMC-9 3 HVAC
B2K4V7 REPLACE THERMOSTAT/ LIGHTS SERVICE 6/26/12 NNMC-9 2 ELECTRICAL
B2K4V9 CEILING TILES NEED TO BE REPLACED. SERVICE 6/28/12 NNMC-9 2 REPAIR
B2K4MV PLUM - UNCLOG FLOOR DRAIN - BLDG 9, RM 0335 SERVICE 9/27/12 NNMC-9 1 PLUMBING
B2K4TF PLUM - CLOGGED TOILET - BLDG 9, RM 1212 SERVICE 9/27/12 NNMC-9 2 PLUMBING
B2K5GC WATER PRESSURE LOW IN OR, B-9, RM 1586 URGENT 10/2/12 NNMC-9 3 PLUMBING

B2K5B9
CLOGGED TOILET BLDG. 9 RM UNISEX BATHROOM BY 
RM 2451

URGENT 10/1/12 NNMC-9 1

B2K6HN PLUM - CLOGGED TOILET - BLDG 9, RM 2574 URGENT 10/3/12 NNMC-9 3 PLUMBING

B2K5HL PTNG - REPAINT PATIENT ROOM - BLDG 9, RM 2771 SERVICE 10/2/12 NNMC-9 2 FCA_PAINT

B2K5R8 CEILING LEAK, B-9, CUBICLE 2 URGENT 10/2/12 NNMC-9 3 PLUMBING
B2K5H4 TOILET INOPERABLE BLDG 9 RM 0206A URGENT 10/2/12 NNMC-9 1
B2K5K8 OUTLETS NEED TO BE TIGHTENED BLDG 9 RM 1838 SERVICE 10/2/12 NNMC-9 1
B2K5F7 PNEUMATIC TUBE IS DOWN - BLDG 9, RM 2317 URGENT 10/2/12 NNMC-9 3 HVAC
B2K688 Raise temperatures, Bldg 9 SERVICE 10/2/12 NNMC-9 2 HVAC
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B2K59R DOOR HANDLE BROKEN ON DOOR BLDG 9 RM 1029 SERVICE 10/1/12 NNMC-9 1

B2K5CP
LOCK - DOOR WON'T LOCK FROM INSIDE - BLDG 9, RM 
3527

SERVICE 10/2/12 NNMC-9 2 LOCKS

B2KHV7 NO AIR CIRCULATION, B-9, RM-3553 URGENT 10/10/12 NNMC-9 3 HVAC
B2KH5N LOCK / PTNG - BLDG 9, RMS 1912, 1007 SERVICE 10/9/12 NNMC-9 2 FCA_PAINT
B2KH6F PLUM - CLOGGED SINK - BLDG 9, RM 1837 SERVICE 10/9/12 NNMC-9 2 PLUMBING
B2KH9N A/C IS NOT WORKING URGENT 10/4/12 NNMC-9 3 HVAC

B2KFFX COLD CALL- B-9, RMS- 2301, 2302, 2304, 2305, & 2423 SERVICE 10/9/12 NNMC-9 2 HVAC

B2KHBZ
NEED LIGHTS CHANGED IN THE MRI DRESSING ROOM. 
SAFETY ISSUE

SERVICE 10/4/12 NNMC-9 2 ELECTRICAL

B2KH87 BKLG-REPLACE LIGHTS BLDG 9 RM 1681 SERVICE 10/9/12 NNMC-9 1
B2KH8C PAINT STRIPPED FROM WALL BLDG 9 RM 1685A SERVICE 10/9/12 NNMC-9 1
B2KH8R MAGNETS ON DOOR INOPERABLE BLDG 9 RM 1697 SERVICE 10/9/12 NNMC-9 1
B2KHYZ HOT CALL, B-9, RM-2936 URGENT 10/10/12 NNMC-9 3 HVAC
B2KKBY HOT CALL BLDG 9 RM 0232 SERVICE 10/15/12 NNMC-9 1
B2KK7J Hot Call, B-9, RM-0216A URGENT 10/15/12 NNMC-9 3 HVAC

B2KHLV
PLUM - CLOGGED SINK - GROSSING AREA - BLDG 9, RM 
0829

SERVICE 10/10/12 NNMC-9 3 PLUMBING

B2KHSM REMOVE PLENUM - BLDG 9, RM 2527B SERVICE 10/10/12 NNMC-9 2 ELECTRICAL

B2KJ48
Magnetic door locks not working - This is a Patient 
Safety Issue - BLDG 9, RM1609

URGENT 10/10/12 NNMC-9 3 ELECTRICAL

B2KH73 HOT CALL-ROOM TOO HOT SERVICE 10/3/12 NNMC-9 2 HVAC

B2KH42
FLOURESCENT BULBS BURNED OUT - BLDG 9, RM 1666, 
1668, & 1672

SERVICE 10/9/12 NNMC-9 2

B2KFWG
GALLEY TWO WALK IN REFRIGERATORS, THE 
TEMPERATURE IS TOO HOT ABND FOOD IS STARTING TO 
SPOIL

SERVICE 10/1/12 NNMC-9 2 HVAC

B2KGD4 TOO COLD IN LAB SERVICE 9/30/12 NNMC-9 2 HVAC
B2KH4H LOW PRESSURE ON STABILIZER #5 AND #9 SERVICE 10/2/12 NNMC-9 2 HVAC
B2KH4S TOO HOT IN STERILE PROCESSING SERVICE 10/2/12 NNMC-9 2 HVAC
B2L9D6 Lock- General Surgery SERVICE 10/22/12 NNMC-9 4
B2KK7P PATCH AND PAINT BLDG 9 SERVICE 10/15/12 NNMC-9 1

B2KKDJ
DOOR HANDLE NEEDS TO BE ADJUSTED BLDG 9 DOOR 
#1964

SERVICE 10/15/12 NNMC-9 1

B2KLZ5 STEAM TRAP DEFECTIVE BLDG 9 RM 0219A URGENT 10/15/12 NNMC-9 1
B2KM2H Outlet, B-9, RM-1691 SERVICE 10/15/12 NNMC-9 2 ELECTRICAL
B2KLT2 HOT CALL-  B-9, RM 3507 SERVICE 10/8/12 NNMC-9 2 HVAC
B2KLT5 CIRCUIT BREAKER 11 TRIPPED URGENT 10/11/12 NNMC-9 3 ELECTRICAL
B2KXV7 Bathroom Urinal, B-9, RM-0603 URGENT 10/18/12 NNMC-9 3 PLUMBING

B2L2PC
CEILING LEAK - OVER SNACK MACHINE - BLDG 9, 2ND 
FLOOR

SERVICE 10/19/12 NNMC-9 2 PLUMBING

B2L2WG PLUM - LEAKING SINK FAUCET - BLDG 9 , RM 3360 SERVICE 10/19/12 NNMC-9 2 PLUMBING
B2KWBS TUBE SYS DOWN - BLDG 9, NEAR 3561 URGENT 10/18/12 NNMC-9 3 HVAC
B2KWC2 PLUM - BROKEN SINK  FAUCET - BLDG 9, RM 2834 SERVICE 10/18/12 NNMC-9 2 PLUMBING
B2KZCJ PTNG - PATCH & PAINT - BLDG 9, RM 2286 SERVICE 10/19/12 NNMC-9 2 FCA_PAINT
B2KW9J Light out, B-9, RM-9101 SERVICE 10/18/12 NNMC-9 ELECTRICAL
B2KXZ7 Patch and Paint, B-9, RM-2601 & 2602 SERVICE 10/18/12 NNMC-9 2 FCA_PAINT
B2KXZR TOO HOT, NNMC-9 URGENT 10/16/12 NNMC-9 3
B2KWB8 CLOGGED SINK, B-9, RM-3122 URGENT 10/18/12 NNMC-9 2 PLUMBING
B2KWBP PNEUMATIC TUBE, B-9, RM-0758 URGENT 10/18/12 NNMC-9 3 HVAC
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B2KXZ5
ELECTRICAL CONDUIT EXPOSED WIRING @ UNION B-9 
RM-0219A

SERVICE 10/18/12 NNMC-9 1 ELECTRICAL

B2N599
COLD CALL B-98 BY OLD NEX DRIVE THROUGH 
PHARMACY

URGENT 11/30/12 NNMC-98 1 HVAC

B2K3X9
COLD CALL - BLDG 98,, WHOLE BLDG, TRAILER 
PHARMACY

SERVICE 9/26/12 NNMC-98 2 HVAC

B2C9V9
GENM/ELEC - INSTALL 2 TRAFFIC MIRRORS/REPLACE 
BULBS

SERVICE 5/17/12 NNMC-98 2 LABOR

B2JZYG REMOVE BRAKE AND SENSOR - BLDG 98 (OLD TRAILER) SERVICE 9/21/12 NNMC-98 2 LABOR

B2MSPW
BKLG-LIGHT REPLACE B-1 2ND FLOOR BETWEEN 2459 & 
2460 HALLWAY

ROUTINE 11/26/12 NNMC-1 1 ELECTRICAL

B2N8WD
BKLT-LIGHT FIXTURES HAVE A PROBLEM B-1 WAITING 
AREA

ROUTINE 12/5/12 NNMC-1 1 ELECTRICAL

B2C7WD ELEC-B-1 ROOM # 2459 REPLACE BURNED OUT LIGHTS ROUTINE 5/16/12 NNMC-1 ELECTRICAL

B2C7WY Tiles ROUTINE 5/16/12 NNMC-1 REPAIR

B2H5P7
BKLG-B-1 ROOM # 13125 - REPLACE SEVERAL BURNED 
OUT LIGHTS

ROUTINE 8/7/12 NNMC-1 ELECTRICAL

B2JKDC BKLG-B-1 ROOM # 1716 - REPLACE CEILING LIGHTS ROUTINE 8/29/12 NNMC-1 2 ELECTRICAL

B2JW62 BKLG - LIGHTS OUT - BLDG 1, 18TH FLOOR HALLWAY ROUTINE 9/12/12 NNMC-1 2 ELECTRICAL

B2K53T BKLG-Fluorescent Stairwell lights burned out BLDG 1 ROUTINE 9/28/12 NNMC-1 1 ELECTRICAL

B2KJ8R
BKLG LIGHTS- IN HALLWAY, B-1, 13TH FLOOR NEAR 
ROOM 12132

ROUTINE 10/11/12 NNMC-1 2 ELECTRICAL

B2KPV7 BKLG - LIGHTS OUT IN HALLWAY - BLDG 1, 11TH FLOOR ROUTINE 10/16/12 NNMC-1 2 ELECTRICAL

B2D44L
BKCT - REPLACE CEILING TILE(S) - MOLD - BLDG 1, RM 
18143

ROUTINE 6/22/12 NNMC-1 2 LABOR

B2GJVZ BKCT - REPLACE CEILING TILE - BLDG 1, RM 4425A ROUTINE 7/20/12 NNMC-1 3 STRUCTURAL

B2GKRK
BKLG- B-1 ROOM # CLOSE ROOM # 2486 (WAITING 
AREA) - REPLACE BURNED OUT LIGHTS.

ROUTINE 7/23/12 NNMC-1 ELECTRICAL

B2GXM8 BKCT - REPLACE CEILING TILES - BLDG 1, RM 2404, 2405 ROUTINE 8/2/12 NNMC-1 2 STRUCTURAL

B2H66D
BKLG - FLICKERING LIGHTS IN RESTROOM - BLDG 1, RM 
17101

ROUTINE 8/8/12 NNMC-1 2 ELECTRICAL

B2H6G7
BKLG- CHANGE LIGHT BULBS - BLDG 1, WAITING AREA 
NEAR 3496

ROUTINE 8/8/12 NNMC-1 2 ELECTRICAL

B2HP6M
BKLG - REPLACE LIGHTS IN 3 ROOMS - BLDG 1, RM 2531, 
2532, 2533

ROUTINE 8/16/12 NNMC-1 2 ELECTRICAL

B2JRFH
BKCT / BKLG - CEILING TILE / LIGHT OUT - BLDG 1, 
HALLWAY OUTSIDE 1698, 1692

ROUTINE 9/6/12 NNMC-1 2 LABOR

B2JRKK
BKLG-B-1 ROOM # 13125 - REPLACE SEVERAL BURNED 
OUT LIGHTS

ROUTINE 9/6/12 NNMC-1 ELECTRICAL

B2K222 BKLG - FLICKERING LIGHT - BLDG 1, RM 9140 ROUTINE 9/21/12 NNMC-1 2 ELECTRICAL

B2KBWK
BKLG - STAIRWAY LIGHTS OUT - BLDG 1, 161009A, 1409, 
1009B, 13136

ROUTINE 10/5/12 NNMC-1 2 ELECTRICAL

B2NKL5 BKCT-CEILING TILES B-1 1ST & 4TH FLOOR SOUTH END ROUTINE 12/14/12 NNMC-1 1 REPAIR

B2NK2Y
HANDYMAN- LOCK PLATE SCREW FELL OUT B-1 RM-
4418 INSIDE RM-4426

ROUTINE 12/13/12 NNMC-1 1 REPAIR
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B2D9DT
ELEC-B-1 ROOM # 17133 - REPLACE BURNED OUT 
LIGHTS

ROUTINE 6/26/12 NNMC-1 2 ELECTRICAL

B2G52B BKLG-B-1 ROOM # 5156 - REPLACE BURNED OUT LIGHT ROUTINE 7/18/12 NNMC-1 2 ELECTRICAL

B2GV72 BKCT - REPLACE CEILING TILE - BLDG 1, RM 10156 ROUTINE 7/31/12 NNMC-1 2 STRUCTURAL

B2JTTP
BKCT - BLDG 1, RM 12132 & BOTH 18TH FLOOR 
CONFERENCE ROOMS

ROUTINE 9/10/12 NNMC-1 2 LABOR

B2JXYR BKLG-Replace front desk lights- B-1, Front desk ROUTINE 9/18/12 NNMC-1 2 ELECTRICAL

B2JY52
REPLACE 4 FT FLOURESCENT DESK LIGHT - BLDG 1, RM 
3539

ROUTINE 9/18/12 NNMC-1 2 ELECTRICAL

B2JYFR BLKG-LIGHT , B-1, Near RM 3449B ROUTINE 9/18/12 NNMC-1 2 ELECTRICAL
B2K9NW BKLG - CEILING LIGHTS OUT - BLDG 10, LOBBY ROUTINE 10/4/12 NNMC-10 2 ELECTRICAL

B2NKKG BKCT-CEILING TILES REPLACE B-10 3RD AND 4TH FLOOR ROUTINE 12/14/12 NNMC-10 1 ELECTRICAL

B2NKPW BKLT - LIGHTS B-10 4TH FLOOR ROUTINE 12/14/12 NNMC-10 1 ELECTRICAL
B2FY7K Lock- 5 Center ROUTINE 7/13/12 NNMC-10 4 LOCKS

B2GN5P
ELEC - Replace Burned Out Fluorescent light bulbs, Bldg 
10

ROUTINE 7/26/12 NNMC-10 1 ELECTRICAL

B2GX9H ELEC - LIGHTS OUT - BLDG 10, 1ST AND 2ND FLOORS ROUTINE 8/2/12 NNMC-10 2 ELECTRICAL

B2HP2S BKLG - CHANGE 2 LIGHT BULBS - BLDG 10, MAIN LOBBY ROUTINE 8/16/12 NNMC-10 1 ELECTRICAL

B2JWJT Electrial Outage Assistance, Building 10 ROUTINE 9/12/12 NNMC-10 1 ELECTRICAL
B2JZCY BKLG-Replace fluorescent lighs, B-10, RM 7019 ROUTINE 9/20/12 NNMC-10 1 ELECTRICAL
B2K7B3 BKLG - LIGHTS OUT/DIM - BLDG 10, RM 6052 ROUTINE 10/4/12 NNMC-10 2 ELECTRICAL

B2C9W5
ELEC-B-10 ROOM # 4216,4173 REPLACE BURNED OUT 
LIGHTS.

ROUTINE 5/17/12 NNMC-10 2 ELECTRICAL

B2CM46 BKLG-B-10 ROOM # 3162 REPLACE BURNED OUT LIGHTS ROUTINE 6/4/12 NNMC-10 2 ELECTRICAL

B2CRN9
GENM-Bldg. 10, Rm. 6165F. Lightbulb needs to be 
replaced in exam room.

ROUTINE 6/11/12 NNMC-10 2 ELECTRICAL

B2CNXP
BKLG- B-10 ROOM # 1130 - REPLACE BURNED OUT 
LIGHTS

ROUTINE 6/7/12 NNMC-10 2 ELECTRICAL

B2CT2H
BKLG-Bldg. 10, 5W, Rm. 5174A. Light under cabinet at 
Nurse's Station needs to replaced.

ROUTINE 6/13/12 NNMC-10 1 ELECTRICAL

B2FV3D
B-10 ROOM # 3 EAST HALLWAY NEAR NURSING STATION 
- REPLACE SEVERAL BURNED OUT LIGTS

ROUTINE 7/9/12 NNMC-10 2 ELECTRICAL

B2GJXP b-10 room # 5130 - replace burned out desk light ROUTINE 7/20/12 NNMC-10 2 ELECTRICAL

B2HP8J
BKLG - CLINIC RESTROOM LIGHT OUT - BLDG 10, RM 
6159

ROUTINE 8/16/12 NNMC-10 2 ELECTRICAL

B2HNX6 BKLG - CEILING LIGHTS - BLDG 60, RM 315E ROUTINE 8/15/12 NNMC-10 2 ELECTRICAL
B2JLDZ Lock- Psychological Health ROUTINE 8/30/12 NNMC-10 4 LOCKS
B2JL9V Lock- NICU ROUTINE 8/30/12 NNMC-10 4 LOCKS

B2JPT4 LIGHT OUT - Bldg 10, East Stairwell P, lights out 2nd floor ROUTINE 9/5/12 NNMC-10 2 ELECTRICAL

B2JPR7 BLKG-Replace burned out florescent bulbs ROUTINE 9/4/12 NNMC-10 2 ELECTRICAL
B2JZRG BKLG-REPLACE LIGHTS, B-10, RM 6159 ROUTINE 9/21/12 NNMC-10 1 ELECTRICAL

B2LXXS
BKLG - LIGHTS OUT - NURSE STATIOON - HALLWAY - 
BLDG 10, NURSE STATION 5174A

ROUTINE 11/6/12 NNMC-10 2 ELECTRICAL

B2M433
BKLG-Bldg 10, Stairwell L, 5th floor.  Replace burned out 
fluorescent light bulbs in stairwell

ROUTINE 11/9/12 NNMC-10 1 ELECTRICAL

B2NH97
HANDYMAN-NEED CORK BOARDS MOVED B-10 RM-
4153 TO 4157 4 EAST

ROUTINE 12/10/12 NNMC-10 1 CARPENTER
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B2NHC4 HANDYMAN-WHITE BOARD, B-10, RM-4126 ROUTINE 12/10/12 NNMC-10 3 LABOR

B2C68J ELEC-B-10 6TH FLOOR REPLACE BURNED OUT LIGHTS ROUTINE 5/11/12 NNMC-10 1 ELECTRICAL

B2CKWN HVAC-PM AIR DRIER ROUTINE 5/31/12 NNMC-10 3 HVAC

B2CP94
BKLG-Bldg. 10, Rm. 2008. Replaced burned-out light in 
bathroom.

ROUTINE 6/8/12 NNMC-10 2 REPAIR

B2CXJ8 BKLG-B-10 ROOM # 4260 REPLACE BURNED OUT LIGHT. ROUTINE 6/19/12 NNMC-10 2 ELECTRICAL

B2FX3R Locks- Psychiartry ROUTINE 7/12/12 NNMC-10 4 LOCKS
B2G36F lock- Facilities Management ROUTINE 7/17/12 NNMC-10 4 LOCKS

B2G2LF
B-10 ROOM # 7071 AND 7069 - REPLACE BURNED OUT 
LIGHTS

ROUTINE 7/17/12 NNMC-10 2 REPAIR

B2HVCK
BKLG-B-10 ROOM # 4278,4290,4295 - REPLACE BURNED 
OUT LIGHT

ROUTINE 8/22/12 NNMC-10 2 ELECTRICAL

B2JHWH BKCT - CHANGE 2 CEILING TILES - BLDG 10, NEAR 5120 ROUTINE 8/27/12 NNMC-10 2 LABOR

B2JYVF BKLG - LIGHT OUT - BLDG 10, RM 2017 ROUTINE 9/19/12 NNMC-10 2 ELECTRICAL

B2JXYP ELEC - CEILING LIGHT BURNED OUT - BLDG 10, RM 5064 ROUTINE 9/18/12 NNMC-10 2 ELECTRICAL

B2K4FJ BKCT- CEILING TILE, B-10, RM-6149 ROUTINE 9/27/12 NNMC-10 1 REPAIR
B2KFCD BKLG - LIGHTS OUT - BLDG 10, RM 6165D ROUTINE 10/9/12 NNMC-10 2 ELECTRICAL

B2KWD6
BKLG - LIGHTS OUT OVER PIXIS - BLDG 10, NICU, 
HALLWAY OUTSIDE 6052

ROUTINE 10/18/12 NNMC-10 2 ELECTRICAL

B2KBPP
BKLG - LIGHTS OUT - BLDG 100, RM 117, OUTSIDE MRI 
SCAN, ZONE 3

ROUTINE 10/5/12 NNMC-100 2 ELECTRICAL

B2H5XX Locks- Healthcare Operations ROUTINE 8/7/12 NNMC-17 1 LOCKS

B2H63M
BKLG-B-17 ROOM # SUITE 1B - REPLACE BURNED OUT 
LIGHTS

ROUTINE 8/8/12 NNMC-17 2 ELECTRICAL

B2HPFF
ELEC-B-17 ROOM # CLOSE TO ROOM # B127 (HALLWAY) - 
REPLACE BURNED OUT LIGHTS.

ROUTINE 8/16/12 NNMC-17 2 ELECTRICAL

B2CMBG
BKCT- B-17 1ST FLOOR WOMENS BATHROOM AND 
MENS BATHROOM - REPLACE CEILING TILES

ROUTINE 6/5/12 NNMC-17 2 REPAIR

B2CZ59
ELEC - 2 0F 4 FLUORECENT LIGHTS OUT - BLDG 17, RM 
B017

ROUTINE 6/22/12 NNMC-17 2 ELECTRICAL

B2HR7W
BKLG-B-17A ROOM # 3101 - REPLACE BURNED OUT 
LIGHTS

ROUTINE 8/20/12 NNMC-17 2 ELECTRICAL

B2FRM6
BKLG - B-19 ROOM # 144 - REPLACE THREE  BURNED 
OUT LIGHTS.

ROUTINE 7/6/12 NNMC-19 2 ELECTRICAL

B2H5WY Lock- Rheumatology ROUTINE 8/7/12 NNMC-19 4 LOCKS
B2H5X8 Lock- Rheumatology ROUTINE 8/7/12 NNMC-19 4 LOCKS

B2HFHS
BKLG-B-19 ROOM # 1205 - FRONT DESK - REPLACE 
BURNED OUT LIGHT

ROUTINE 8/14/12 NNMC-19 2 ELECTRICAL

B2K73D BKLG - Ceiling lights out - BLDG 19, 1ST FLOOR ROUTINE 10/3/12 NNMC-19 2 ELECTRICAL
B2DZM5 BKLG - LIGHT OUT - BLDG 19, RM 2534, HALLWAY ROUTINE 6/28/12 NNMC-19 2 ELECTRICAL
B2GVFY BKLG- REPLACE BURNED OUT LIGHTS ROUTINE 7/31/12 NNMC-19 2 ELECTRICAL
B2H7PF Locks- Replace missing cores ROUTINE 8/10/12 NNMC-19 4 LOCKS
B2H7PM Locks-Audiology ROUTINE 8/10/12 NNMC-19 4 LOCKS
B2JLFZ lock- Hematology/ Oncology ROUTINE 8/30/12 NNMC-19 4 LOCKS
B2JLCH Lock- GME ROUTINE 8/30/12 NNMC-19 4 LOCKS

B2LT97
BKLG - HALLWAY LIGHT OUT - BLDG 19, RM ACROSS 
FROM 0216

ROUTINE 10/31/12 NNMC-19 2 ELECTRICAL

B2H7L2 Locks- Psychiatry ROUTINE 8/10/12 NNMC-19 4 LOCKS
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B2HTZH
ELEC-B-19 - MONTHLY EMERGENCY POWER SYSTEM 
TESTING

ROUTINE 8/22/12 NNMC-19 2 ELECTRICAL

B2MSGF
BKLG - BARELY ANY LIGHTS B-2 MEMORIAL 
AUDITORIUM

ROUTINE 11/26/12 NNMC-2 1 ELECTRICAL

B2G5FP
B-2 ROOM # MEMORIAL AUDITORIUM - REPLACE ALL 
BURNED OUT LIGHTS.

ROUTINE 7/18/12 NNMC-2 ELECTRICAL

B2H5D9
BKCT - REPLACE CEILING TILES - Building #2, Duncan 
Donuts and Subway sandwich shop

ROUTINE 8/7/12 NNMC-2 2 LABOR

B2GN9W
ELEC-B-2 ROOM # DRY DOCK NEAR DUNKIN DONUTS. - 
REPLACE BURNED OUT FLOURESCENT LIGHTS.

ROUTINE 7/27/12 NNMC-2 2 ELECTRICAL

B2M4C2
BKLG & BKCT-3 LIGHT BULBS OUT IN DINNING ROOM B-
2 MAINSTREET CAFE, 1 BULB AT PIZZA STATION & 
REPLACE TILES

ROUTINE 11/13/12 NNMC-2 1 REPAIR

B2HV8W
BKLG - LIGHTS OUT - BLDG 2, MAIN STREET CAFE, AT 
REGISTER

ROUTINE 8/22/12 NNMC-2 2 ELECTRICAL

B2JHC7 BKLG - CEILING LIGHT OUT - BLDG 2, RM 2413 ROUTINE 8/24/12 NNMC-2 2 ELECTRICAL

B2JVHT
BKLG - LIGHTS OUT - BLDG 2, MAIN STREET, NEAR POST 
OFFICE

ROUTINE 9/11/12 NNMC-2 2 ELECTRICAL

B2G366 Lock- Genral Surgery ROUTINE 7/17/12 NNMC-4 4 LOCKS
B2JXTG BKLG-REPLACE FLUORESCENT LIGHT ROUTINE 9/17/12 NNMC-5 2 ELECTRICAL

B2N8MJ BKLG - LIGHT OUT IN WAREHOUSE - BLDG 54, RM A101 ROUTINE 12/5/12 NNMC-54 2 ELECTRICAL

B2CYFP
BKLG-B-54 ROOM # D218 - REPLACE BURNED OUT 
LIGHT.

ROUTINE 6/21/12 NNMC-54 2 ELECTRICAL

B2JRJZ BKLG-B-55 2ND LEVEL - SEVERAL LIGHTS ARE OUT. ROUTINE 9/6/12 NNMC-55 2 ELECTRICAL
B2JVDZ ELEC - LIGHTS OUT - BLDG 55, RM C05 ROUTINE 9/11/12 NNMC-55 2 ELECTRICAL

B2FSZZ ELEC- B-7 ROOM # 4103 - REPLACE BURNED OUT LIGHT. ROUTINE 7/9/12 NNMC-7 1 ELECTRICAL

B2H7T2
BKLG-B-7 ROOM # 1442A - REPLACE BURNED OUT 
LIGHTS.

ROUTINE 8/10/12 NNMC-7 ELECTRICAL

B2K4VP
BKLG - 1/2 LIGHTS WON'T TURN ON - BLDG 10, 7 
CENTER HALLWAY

ROUTINE 9/28/12 NNMC-7 2 ELECTRICAL

B2K4VR
BKLG - 1/2 LIGHTS WON'T TURN ON - BLDG 10, 7 
CENTER HALLWAY

ROUTINE 9/28/12 NNMC-7 2 ELECTRICAL

B2JLLW Lock- Infectious Disease ROUTINE 8/30/12 NNMC-7 4 LOCKS
B2KB5S LIGHT OUT - BLDG 7, RM 1469B (TV STUDIO) ROUTINE 10/4/12 NNMC-7 2 ELECTRICAL
B2D3VY BKLG - LIGHT OUT - BLINKING - BLDG 7, RM 4121 ROUTINE 6/22/12 NNMC-7 2 ELECTRICAL
B2FXBZ Locks- Occupational Health ROUTINE 7/12/12 NNMC-7 4 LOCKS
B2FX3C Locks- Outpatient Nutrition Clinic ROUTINE 7/12/12 NNMC-7 4 LOCKS

B2HRL6
BKCT-B-7 ROOM # 1167 CORRIDOR - REPLACE MISSING 
CEILING TILES

ROUTINE 8/20/12 NNMC-7 2 REPAIR

B2JYKN BKLG - LIGHT OUT IN RESTROOM - BLDG 7, RM 6315 ROUTINE 9/19/12 NNMC-7 2 ELECTRICAL

B2JYN4 BKLG - LIGHT OUT IN 1/2 ROOM - BLDG 7, RM 1446 ROUTINE 9/19/12 NNMC-7 2 ELECTRICAL

B2G5FC BKLG-B-8 ROOM # 5101 - REPLACE BURNED OUT LIGHTS. ROUTINE 7/18/12 NNMC-8 ELECTRICAL

B2HFJG BKLG-B-8 ROOM # 2203 - REPLACE BURNED OUT LIGHT ROUTINE 8/14/12 NNMC-8 2 ELECTRICAL

B2HFL4 BKLG-B-8 ROOM # 1210 - REPLACE BURNED OUT LIGHTS ROUTINE 8/14/12 NNMC-8 2 ELECTRICAL

B2HNML
BKCT-B-8 ROOM # 6115 - REPLACE STAINED CEILING 
TILES.

ROUTINE 8/15/12 NNMC-8 2 REPAIR
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B2JZSC BKLG-LIGHTS, B-8, RM 2189 ROUTINE 9/21/12 NNMC-8 1 ELECTRICAL

B2JZPT BKLG - 3 TRACK LIGHTS OUT - BLDG 8, RM 4124, PCS ROUTINE 9/21/12 NNMC-8 2 ELECTRICAL

B2D9KL BKCT/BKLG - TILES/LIGHTS - BLDG 8, RMS 2243, 1329D ROUTINE 6/26/12 NNMC-8 2 ELECTRICAL

B2FX2M Locks- Optometry ROUTINE 7/12/12 NNMC-8 4 LOCKS
B2JHP3 BKCT - WET CEILING TILES - BLDG 8, RM 6114 ROUTINE 8/27/12 NNMC-8 2 LABOR

B2MNXC
BKLG- 2 LIGHT BULB OUT B-9 RM-1434 POST OFFICE 
LOBBY

ROUTINE 11/16/12 NNMC-9 1 ELECTRICAL

B2GMYG Locks- Facilities Management Department ROUTINE 7/26/12 NNMC-9 4 LOCKS
B2GX7F B-9 ROOM # 2242 - REPLACE BURNED OUT LIGHT ROUTINE 8/1/12 NNMC-9 2 ELECTRICAL
B2H6HR Locks- Prostate Disease ROUTINE 8/9/12 NNMC-9 4 LOCKS
B2HTVM BKLG - LIGHTS OUT IN MORGUE - BLDG 9, RM 0268 ROUTINE 8/21/12 NNMC-9 2 ELECTRICAL
B2JWB2 BKLG - LIGHTS OUT - BLDG 9, RM 1776 ROUTINE 9/12/12 NNMC-9 3 ELECTRICAL
B2JWJS Electrial Outage Assistance, Building 9 ROUTINE 9/12/12 NNMC-9 1 LABOR
B2JWJW Electrial Outage Assistance, Building 9 ROUTINE 9/12/12 NNMC-9 1 LABOR
B2JWJZ Electrial Outage Assistance, Building 9 ROUTINE 9/12/12 NNMC-9 1 LABOR ONLY
B2JWRJ BKLG - CEILINGLIGHT OUT - BLDG 9, RM 3235 ROUTINE 9/13/12 NNMC-9 2 ELECTRICAL
B2JZD7 BKLG-LIGHTS, B-9, RM 3531, RM 3537 ROUTINE 9/20/12 NNMC-9 1 ELECTRICAL
B2JZDF BKLG-LIGHTS, B-9, RM 2724 ROUTINE 9/20/12 NNMC-9 1 ELECTRICAL
B2K3V9 BKLG- FLUORESCENT LIGHT, B-9, RM-1336 ROUTINE 9/26/12 NNMC-9 2 ELECTRICAL
B2K358 BLKG-LIGHTS, B-9, RM-3510 ROUTINE 9/25/12 NNMC-9 1 ELECTRICAL

B2K73N Exit light burned out in hallway - Bldg 9, near 3221 ROUTINE 10/3/12 NNMC-9 2 ELECTRICAL

B2L9CB BKLG - REPLACE LIGHTS - BLDG 9, HALLWAY 1225 ROUTINE 10/22/12 NNMC-9 2 ELECTRICAL

B2C9TB ELEC-B-9 ROOM # 1362 REPLACE BURNED OUT LIGHTS ROUTINE 5/17/12 NNMC-9 2 ELECTRICAL

B2CN2N
BKCT-Bldg. 9,  GI Clinic, Rm. 1370. Replace stained 
ceiling styles.

ROUTINE 6/5/12 NNMC-9 2 REPAIR

B2CS2T
BKLG-B-9 ROOM # 0745 - REPLACE TWO BURNED OUT 
LIGHTS.

ROUTINE 6/11/12 NNMC-9 2 ELECTRICAL

B2H7MP Locks- obstetrics ROUTINE 8/10/12 NNMC-9 4 LOCKS
B2HP93 ELEC-B-9A- EMERGENCY LIGHT TESTING ROUTINE 8/16/12 NNMC-9 2 ELECTRICAL
B2HP98 ELEC-B-9 - EMERGENCY LIGHT TESTING ROUTINE 8/16/12 NNMC-9 2 ELECTRICAL
B2HP9H ELEC-B-10 - EMERGENCY LIGHT TESTING ROUTINE 8/16/12 NNMC-9 2 ELECTRICAL
B2HP9M ELEC-B-9 3RD FLOOR - EMERGENCY LIGHT TESTING ROUTINE 8/16/12 NNMC-9 2 ELECTRICAL
B2HP9W ELEC-B-9- EMERGENCY LIGHT TESTING ROUTINE 8/16/12 NNMC-9 2 ELECTRICAL

B2HVK9 BKLG - HALLWAY LIGHTS OUT - BLDG 9, HALLWAY 0224 ROUTINE 8/23/12 NNMC-9 2 ELECTRICAL

B2JLM5 Locks- OB/GYN ROUTINE 8/30/12 NNMC-9 4 LOCKS
B2JLM7 locks- hospital dentistry ROUTINE 8/30/12 NNMC-9 4 LOCKS
B2JLLH Lock-OMFS ROUTINE 8/30/12 NNMC-9 4 LOCKS
B2JPT5 LIGHT OUT - Bldg 9, Stairwell J, Lights out ROUTINE 9/5/12 NNMC-9 2 ELECTRICAL
B2JPR4 BKLG-Replace burned out florescent bulbs ROUTINE 9/4/12 NNMC-9 2 ELECTRICAL

B2JR3Z
BKLG-B-9 ROOM # 1314 - REPLACE BURNED OUT LIGHTS 
(LOBBY)

ROUTINE 9/5/12 NNMC-9 ELECTRICAL

B2JZX8 ELEC - 8 FLOURECENTS OUT - 2 PODS - BLDG 9, MORGUE ROUTINE 9/21/12 NNMC-9 2 ELECTRICAL

B2LK8C BKLG-LIGHT BULB REPLACE B-9 BASEMENT RM-0320 ROUTINE 10/24/12 NNMC-9 1 ELECTRICAL

B2NH4W HANDYMAN, B-9, 1ST FLOOR, RM-1336 ROUTINE 12/10/12 NNMC-9 2 LABOR
B2NKKS BKCT-CEILING TILES B-9 3RD FLR WEST SIDE ROUTINE 12/14/12 NNMC-9 1 REPAIR
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B2C9PR
ELEC-B-9 ROOM # 3360,3361 REPLACE BURNED OUT 
LIGHTS

ROUTINE 5/17/12 NNMC-9 2 ELECTRICAL

B2CYGP
BKLG-Bldg. 9, Rm. 1321. Halogen bulb is out in ceiling 
light. Please replace.

ROUTINE 6/21/12 NNMC-9 2 REPAIR

B2DB57 ELEC-RELAMP GALLEY ROUTINE 6/27/12 NNMC-9 4 ELECTRICAL
B2FX2W Locks- Pathology ROUTINE 7/12/12 NNMC-9 4 LOCKS
B2FX43 Lock- Nephrology ROUTINE 7/12/12 NNMC-9 4 LOCKS
B2G35P Lock- Nutrition Services ROUTINE 7/17/12 NNMC-9 4 LOCKS
B2G363 Lock- Genral Surgery ROUTINE 7/17/12 NNMC-9 4 LOCKS

B2GL65
BKLG - REPLACE CEILING TILES - BLDG 9, between 
women's locker room 3560 and men's locker room 3576

ROUTINE 7/24/12 NNMC-9 2 LABOR

B2GXWP
BKLG-B-9 2480,2475 (HALLWAY) REPLACE BURNED OUT 
LIGHTS.

ROUTINE 8/3/12 NNMC-9 2 ELECTRICAL

B2H6VN Locks- Radiology ROUTINE 8/9/12 NNMC-9 4 LOCKs

B2HRFY BKLG-B-9 ROOM # 0729 - REPLACE BURNED OUT LIGHTS ROUTINE 8/20/12 NNMC-9 2 ELECTRICAL

B2HVCT BKCT - CHANGE CEILING TILES - BLDG 9, NEAR 2747 ROUTINE 8/22/12 NNMC-9 2 LABOR

B2HTLC
BKLG-B-9 ROOM # 0208 AND 0209 - REPLACE BURNED 
OUT LIGHTS

ROUTINE 8/21/12 NNMC-9 2 ELECTRICAL

B2JX9P BKLG - LIGHT BULBS OUT - BLDG 9, 0380B ROUTINE 9/14/12 NNMC-9 2 ELECTRICAL

B2JYBX
BKCT-Repair by Replacement CEILING TILES, B-9, RM-
3300

ROUTINE 9/18/12 NNMC-9 1 REPAIR

B2K2MW
BKLG - 4 FLOURESCENT BURNED OUT - BLDG 9, RM 
1664, 1665

ROUTINE 9/24/12 NNMC-9 2 ELECTRICAL

B2K487
BKLG - 2-3 FLOURECENTS OUT - INSIDE GEN SURG CLINIC 
- BLDG 9, HALLWAY A

ROUTINE 9/26/12 NNMC-9 2 ELECTRICAL

B2K6G6
BKLG/BKCT - 1 FLUORECENT LIGHT OUT IN DR OFFICE - 
DIMLY LIT - BLDG 9, RM 2355

ROUTINE 10/3/12 NNMC-9 2 ELECTRICAL
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B2NGLZ
120 PLUGGED INTO 110 BREAKER - SAFETY HAZARD - 
BLDG 27 - RM 1134

EMERGENCY 12/7/12 NNMC-27 4 ELECTRICAL

B2M4TJ TURN CHILLERS BACK ON B-27 DATA CENTER -AH EMERGENCY 11/14/12 NNMC-27 1 HVAC
B27XPD PLUM - BROKEN PIPE EMERGENCY 2/3/12 NNMC-27 4
B299XV PLUM-CLOGGED PIPES/WATER RISING EMERGENCY 2/29/12 NNMC-27 4 PLUMBING
B29B3X HVAC-TEMP TOO HOT EMERGENCY 2/29/12 NNMC-27 4 HVAC
B29MGF HVAC -  Too Cold EMERGENCY 3/2/12 NNMC-27 2 HVAC
B29MGW PLUM - Repair Toilet/Leak EMERGENCY 3/4/12 NNMC-27 2 HVAC
B2BD6S PLUM-HEATING HOT WATER PIPE LEAK EMERGENCY 4/3/12 NNMC-27 4 PLUMBING
B2BHWB PLUM-HEATING HOT WATER PIPE LEAK EMERGENCY 4/3/12 NNMC-27 4 PLUMBING

B2CH9W
GENM - EXTERIOR DOOR IS UNSECURED - BLDG 27, 
EXTERIOR FRONT DOOR

EMERGENCY 5/25/12 NNMC-27 4 STRUCTURAL

B2FRRF
PLUM - STEAM RELIEF VALVE LEAKING - BLDG 27, RM 
OUTSIDE MER

EMERGENCY 7/6/12 NNMC-27 4 PLUMBING

B2GJCH
HVAC-Bldg. 27, Data Center, APC Battery Room. A/C is 
not working. Equipment is in danger of overheating. 
Emergency.

EMERGENCY 7/19/12 NNMC-27 4 HVAC

B2GMVD
HVAC - CHILL WATER HAS BEEN TURNED OFF - BLDG 27, 
OUTSIDE MER

EMERGENCY 7/26/12 NNMC-27 4 HVAC

B2KMBL METAL FOUND IN PDU SCANNER B-27 RM-1132 EMERGENCY 10/15/12 NNMC-27 1
B28KR8 PLUM - SPRINKLER SYSTEM LEAK EMERGENCY 2/15/12 NNMC-27 4 PLUMBING
B28KRM HVAC - HOT TEMPERATURE AND NO HEAT EMERGENCY 2/15/12 NNMC-27 4 HVAC
B292WK HVAC - AIR HANDLERS - BLDG 27, RM 1115 EMERGENCY 2/27/12 NNMC-27 4 HVAC
B2B2CF HVAC-HOT NETWORK CLOSET EMERGENCY 3/19/12 NNMC-27 4 HVAC
B2BNC5 ELEC - NO POWER - BLDG 27, NEAR IT DEPT EMERGENCY 4/23/12 NNMC-27 4 ELECTRICAL

B2FT23
GENM-Bldg. 27, Rm. 1132. Doorknob broken. Major 
security issue.

EMERGENCY 7/9/12 NNMC-27 4 REPAIR

B2JSM9 HVAC-B-27 ROOM # 1130 - HOT NETWORK CLOSET EMERGENCY 5/12/12 NNMC-27 4 HVAC
B2JSNR HVAC-B-27 ROOM # 1ST FLOOR - RESET AIR HANDLER EMERGENCY 5/13/12 NNMC-27 4 HVAC
B2JPYC PLUM-B-27 ROOM # 1132 - CEILING LEAK. EMERGENCY 9/5/12 NNMC-27 PLUMBING
B2K383 MISSING SCREW - SECURITY ISSUE - BLDG 27 EMERGENCY 9/25/12 NNMC-27 4 REPAIR

B2LTX5
WATER LEAK FROM WALL IN DATA ELECTRIC ROOM B-
27 -AH

EMERGENCY 10/29/12 NNMC-27 1 PLUMBING

B27BWF PLUM - SEWAGE BACKUP - BLDG 27, RM 1127 EMERGENCY 1/18/12 NNMC-27 4 PLUMBING
B27WYH ELEC - LOSS OF POWER - BLDG 27, ACROSS RM 1120 EMERGENCY 2/2/12 NNMC-27 4 ELECTRICAL
B29DPX HVAC-AC NOT WORKING EMERGENCY 3/2/12 NNMC-27 4 HVAC
B2BBTY PLUM-REPAIR LEAK EMERGENCY 4/1/12 NNMC-27 4 PLUMBING

B2FW9F
HVAC-B-27 ROOM # 1ST FLOOR - CHILLERS VIBRATING 
ABNORMALLY.

EMERGENCY 5/12/12 NNMC-27 4 HVAC

B2FW9H HVAC-B-27 ROOM # 1ST FLOOR - AC IS OUT EMERGENCY 5/14/12 NNMC-27 4 HVAC

B2H7J2
PLUM - URINAL OVERFLOWING / LEAKING SINK - BLDG 
27, 1ST & 3RD FLOOR RESTROOMS

EMERGENCY 8/10/12 NNMC-27 4 PLUMBING

B2KK6R TOO HOT. CHILLED WATER IS 75 DEGREES BLDG 27 EMERGENCY 5/24/12 NNMC-27 1
B2KK6X HOT NETWORK CLOSET BLDG 27 RM 1130 EMERGENCY 5/25/12 NNMC-27 1
B2KK68 HOT NETWORK CLOSET BLDG 27 RM 1130 EMERGENCY 5/12/12 NNMC-27 1

B2KK69
CONDENSER WATER LINES FOR CHILLERS VIBRATING 
ABNORMALLY BLDG 27

EMERGENCY 5/12/12 NNMC-27 1

B2KK6D
AIR HANDLER NEEDS TO BE RESET (NAVFAC HAD 
OUTAGE) BLDG 27

EMERGENCY 5/13/12 NNMC-27 1

B2KK6G A/C IS OUT ON THE ENTIRE FLOOR BLDG 27 EMERGENCY 5/14/12 NNMC-27 1
B2KK6L HOT NETWORK CLOSET BLDG 27 RM 1130 EMERGENCY 5/22/12 NNMC-27 1
B2KK6M HOT NETWORK CLOSET BLDG 27 RM 1130 EMERGENCY 5/23/12 NNMC-27 1
B2KK75 PIPE BURST. WATER LEAKING BLDG 51 EMERGENCY 5/12/12 NNMC-27 1
B2KK6Y HOT NETWORK CLOSET BLDG 27 RM 1130 EMERGENCY 5/28/12 NNMC-27 1
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B2KK72 PIPE BURST. WATER LEAKING BLDG 51 EMERGENCY 5/12/12 NNMC-27 1
B2NR9N 3RD FLOOR KITCHEN FAUCET BROKEN - BLDG 27 SERVICE 12/20/12 NNMC-27 2 PLUMBING
B27FVV ELEC - Replace missing electrical covers URGENT 1/19/12 NNMC-27 2 ELECTRICAL
B27K2G LOCK- 020 JTF COMPTROLLER SERVICE 1/25/12 NNMC-27 1 STRUCTURAL
B28RS8 HVAC-HVAC SHUT OFF SERVICE 2/23/12 NNMC-27 1 HVAC
B2B2JT GENM-REPAIR/REPLACE DOOR SERVICE 3/21/12 NNMC-27 1 REPAIR
B2B849 ELEC - INSTALL OUTLET - BLDG 27, 3RD FLOOR SERVICE 3/29/12 NNMC-27 1 ELECTRICAL
B2BKJC LOCK-REPAIR COMBINATION LOCK SERVICE 4/16/12 NNMC-27 2 LOCKS
B2BKN2 GENM-REPAIR/REPLACE DOOR HANDLE URGENT 4/16/12 NNMC-27 2 REPAIR

B2BVT7
GENM - MOUNT DOOR STOP - BLDG 27, COMMAND 
SUITE

SERVICE 5/2/12 NNMC-27 1 LABOR

B2CK2J
HVAC - HIGH TEMP ALARMS IN COMPUTER ROOM - 
BLDG 27, RM 1132

URGENT 5/29/12 NNMC-27 3 HVAC

B2CSPS
GENM - FIRE DOOR TO STAIRWELL STICKS - HARD TO 
OPEN - EMERGENCY ESCAPE

URGENT 6/12/12 NNMC-27 3 STRUCTURAL

B2FB4J
LOCK - IT DEPT DOOR MALFUNCTION - SECURED BLDG - 
BLDG 27, 1ST FLOOR

URGENT 6/29/12 NNMC-27 3 LOCKS

B2GM32 HVAC-B-27 CHILLER # 1 - RESET CHILLER URGENT 7/25/12 NNMC-27 3 HVAC

B2GKM3
HVAC/GENM-Bldg. 27, Rm. 1124. HVAC and APC 
preventative maintenance. See details.

URGENT 7/23/12 NNMC-27 3 HVAC

B2H5XK locks- J3A CUOPS SERVICE 8/7/12 NNMC-27 4 LOCKS
B2JZJX WATER LEAK IN SERVER ROOM URGENT 9/18/12 NNMC-27 3 PLUMBING
B2K4WC HVAC - OUTAGE SUPPORT - BLDG 27, RM 1139 SERVICE 9/28/12 NNMC-27 2 HVAC
B2M2JG Handyman, Holes, B-27, 3rd floor suite SERVICE 11/7/12 NNMC-27 2 LABOR
B2M32Z HVAC - OUTAGE SUPPORT - BLDG 27 SERVICE 11/8/12 NNMC-27 2 ELECTRICAL
B27B8N PLUM - LEAKY TOILET - BLDG 27, RM 3320 URGENT 1/17/12 NNMC-27 2 PLUMBING
B27L8W HVAC - TOO HOT - BLDG 27, 2ND FLR URGENT 1/27/12 NNMC-27 2 HVAC
B284K3 BKLG- CEILING LIGHT REPLACEMENT SERVICE 2/9/12 NNMC-27 1 FCA_ELEC
B28FGG GEMN - Repair Doors SERVICE 2/13/12 NNMC-27 1 REPAIR
B28F86 ELEC- EMERGENCY LIGHT NOT WORKING URGENT 2/13/12 NNMC-27 2 ELECTRICAL
B29P8C PLUM-WATER LEAK SERVICE 3/9/12 NNMC-27 1 PLUMBING
B29VV7 GENM-REPAIR/PATCH WALL SERVICE 3/15/12 NNMC-27 1 REPAIR
B29VVL ELEC-POWER ASSESSMENT SERVICE 3/15/12 NNMC-27 1 ELECTRICAL

B2BL8M
ELEC - INSTALL OUTLET FOR TV - BLDG 27, NEW OFFICE, 
3RD FLOOR

SERVICE 4/17/12 NNMC-27 1 ELECTRICAL

B2BMMR ELEC-REPLACE BURNED OUT LIGHTS SERVICE 4/20/12 NNMC-27 1 ELECTRICAL

B2BLXJ GENM-REPAIR DOOR HANDLE/TOILET SERVICE 4/18/12 NNMC-27 1 REPAIR
B2BLTW HVAC-NO AIRCONDITION URGENT 4/18/12 NNMC-27 2 HVAC
B2C6M9 HVAC - RE-SET CHILLER - BLDG 27 - OUTSIDE MER URGENT 5/14/12 NNMC-27 2 HVAC
B2BWCT PLUM - CLOGGED SINK - BLDG 27, RM 2000 URGENT 5/3/12 NNMC-27 2 PLUMBING
B2C6T3 HVAC-B-27 ROOM # 1144 - PLACE DEHUMIDIFIER URGENT 5/14/12 NNMC-27 2 HVAC

B2C7ND
PLUM-B-27 MAIN FLOOR (BATHROOM) - REPAIR 
LEAK/OVERFLOWING TOILET

URGENT 5/15/12 NNMC-27 3 PLUMBING

B2C9P8
GENM - DOOR CLOSER BROKEN - BLDG 27, INTERIOR 
FRONT DOOR

SERVICE 5/17/12 NNMC-27 2 REPAIR

B2C7SH
HVAC - CONDENSER WATER PIPE - BLDG 27, 
MECHANICAL ROOM

SERVICE 5/16/12 NNMC-27 1 HVAC

B2C9RV
HVAC-CLEAN COILS OF EXTERIOR AIR-COOLED TRANE 
CHILLER

SERVICE 5/17/12 NNMC-27 4 HVAC

B2CCPX
GENM - DOOR CLOSER BROKEN - BLDG 27, INTERIOR 
FRONT DOOR

URGENT 5/21/12 NNMC-27 2 REPAIR
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B2C7WP
ELEC - NEEDS POWER FOR 4 CUBICLES - BLDG 27, 3RD 
FLOOR

SERVICE 5/16/12 NNMC-27 2 ELECTRICAL

B2C7XW
HVAC - NO CHILLED WATER TO AIR HANDLER 2- BLDG 
27, 2ND FLOOR MER

URGENT 5/16/12 NNMC-27 3 HVAC

B2CFBB HVAC - WAY TOO HOT - BLDG 27, RM 1130 URGENT 5/22/12 NNMC-27 3 HVAC
B2CKR2 HVAC- CLEAN CHILLER #3 COILS SERVICE 5/30/12 NNMC-27 1 HVAC

B2F84M
PLUM - CLOGGED TOILET - BLDG 27, RM 1103, LADIES 
LOBBY RESTROOM

URGENT 6/28/12 NNMC-27 3 PLUMBING

B2H56D HVAC-Entire 2nd Floor does not have A/C. URGENT 8/6/12 NNMC-27 4 HVAC

B2HNSP
GENM-B-27 ROOM # 1ST FLOOR LOBBY- REPLACE 
DAMAGED STRIP/REPAIR CRACKED FLOORS.

SERVICE 8/15/12 NNMC-27 2 REPAIR

B2JXW9 BLDG 27, COOLING TOWER, REPLACE FLOAT VALVES SERVICE 9/17/12 NNMC-27 2

B2KBP2 CLOGGED SINK - BLDG 27, 2ND FLOOR LADIES ROOM SERVICE 10/5/12 NNMC-27 2 PLUMBING

B2LKB3
OUTLET BLOWN, NEEDS REPAIR/REPLACE AND CIRCUIT 
CHECKED B-27 IN JTF CAPMED

SERVICE 10/24/12 NNMC-27 1

B2LGBP Locks- J1 Comptroller SERVICE 10/23/12 NNMC-27 4 LOCKS
B2M7C2 RESTROOM TOILET ISSUES B-27 URGENT 11/15/12 NNMC-27 1 PLUMBING
B2MR85 Locks- ITA /IA SERVICE 11/20/12 NNMC-27 4 LOCKS
B2MVL2 Toilet, B-27, 2nd floor mens room SERVICE 11/28/12 NNMC-27 2 PLUMBING
B2653R HVAC - NO HEAT - BLDG 27, LOADING DOCK URGENT 1/5/12 NNMC-27 2 HVAC
B27BT3 HVAC - TOO HOT - BLDG 27, RM 1124 URGENT 1/18/12 NNMC-27 2 HVAC
B27BVX HVAC- TOO HOT URGENT 1/18/12 NNMC-27 2 HVAC
B2986T LOCK- 059 JTF COMPTROLLER SERVICE 2/28/12 NNMC-27 1 STRUCTURAL
B29DJB ELEC - LOSS OF POWER - BLDG 27, RM 1130 URGENT 3/2/12 NNMC-27 2 ELECTRICAL
B2B4M4 BKLG-REPLACE BUSTED LIGHTS SERVICE 3/22/12 NNMC-27 1 ELECTRICAL

B2BKBR ELEC-REPAIR/REPLACE EXIT AND EMERGENCY LIGHTING SERVICE 4/13/12 NNMC-27 1 ELECTRICAL

B2BKBT GENM-REPLACE CEILING TILES AND REPAIR FIRE DOORS SERVICE 4/13/12 NNMC-27 1 REPAIR

B2BL4L LOCK-REPAIR COMBINATION LOCK URGENT 4/17/12 NNMC-27 2 LOCKS

B2BNRT
GENM - LOOSE SCREWS IN SECURITY DOOR - LOADING 
DOCK DOOR

URGENT 4/23/12 NNMC-27 2 LOCKS

B2CBVR
ELEC- B-27 MECHANICAL ROOM 1ST ,2ND AND 3RD 
FLOOR. - POWER OUTAGE

SERVICE 5/18/12 NNMC-27 2 ELECTRICAL

B2CFKZ
HVAC- B-27 ROOM # 1ST FLOOR - NO COLD AIR COMING 
OUT FROM THE AIR HANDLER

URGENT 5/23/12 NNMC-27 3 HVAC

B2CLVT HVAC- Repair Bathroom Exhaust Line URGENT 6/4/12 NNMC-27 3 HVAC
B2CLWF PLUM-REPAIR HEATING HOT WATER PIPE URGENT 6/4/12 NNMC-27 3 PLUMBING

B2CWD4
PLUM-Bldg. 27, Men's Room, 2nd Floor. URINAL 
HANDLE DOES NOT FLUSH PROPERLY. VERY BAD SMELL

URGENT 6/15/12 NNMC-27 3 PLUMBING

B2CXMH
LOCK - DOOR NOT SECURING - SECURED BLDG - BLDG 
27, SIDE DOOR, LOADING DOCK

URGENT 6/20/12 NNMC-27 3 LOCKS

B2D9NZ
PLUM-Bldg. 27, 1st Floor, right by men's room and rm. 
1103. Water fountain clogged up.

SERVICE 6/27/12 NNMC-27 2 PLUMBING

B2GXVY GENM-B-27 1ST FLOOR REPAIR FRONT DOOR CLOSURE URGENT 8/3/12 NNMC-27 REPAIR

B2HRG7
ELEC-B-27 ROOM # 1124 - UPS 1,2,3 SERVER BACK UP 
BATTERIES LIGHT IS ON.

URGENT 8/20/12 NNMC-27 3 ELECTRICAL
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B2JHGP HVAC - SHUTDOWN CHILLER 3 - BLDG 27, CHILLER 3 SERVICE 8/24/12 NNMC-27 2 HVAC

B2K2VW HOT CALL - BLDG 27, RM 1124 URGENT 9/25/12 NNMC-27 3 HVAC

B2K25F HVAC-NEEDS STEAM TO BE TURNED OFF (PER NAVFAC) SERVICE 9/18/12 NNMC-27 2 HVAC

B2K4TZ
URINAL HANDLE DOES NOT FLUSH PROPERLY. VERY BAD 
SMELL

URGENT 6/13/12 NNMC-27 3
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B2JLYX
ELEC-MAIN AUTOMATIC DOORS NOT OPENING 
PROPERLY

EMERGENCY 8/31/12 NNMC-51 4 REPAIR

B2K2P7 PLUM-NO HOT WATER, B-51, RMS 1104 & 1106 EMERGENCY 9/24/12 NNMC-51 4 PLUMBING

B2LTXF
Lights, B-51, RMs- 1112A, 1112, 1124A, 1124, 1301, 
2122B

SERVICE 10/23/12 NNMC-51 2 ELECTRICAL

B2M479 Lights, B-51, RM-2104 SERVICE 11/13/12 NNMC-51 2 ELECTRICAL

B2MNW3
TWO LIGHT BULBS OUT B-51 WATERFALL FOUNTAIN 
SIDE LOBBY

SERVICE 11/16/12 NNMC-51 1 ELECTRICAL

B2NKRK LIGHT BULBS REPLACE B-51 RM-2122 SERVICE 12/14/12 NNMC-51 1 ELECTRICAL
B2NS2W NO LIGHTS B-51 NICOE RM-2122B SERVICE 12/26/12 NNMC-51 1 ELECTRICAL
B2MRCF Door, B-51, RM-1501A SERVICE 11/21/12 NNMC-51 2 STRUCTURAL
B2MPXB ONE ROOM HOT, TWO ROOMS COLD B-51 SERVICE 11/20/12 NNMC-51 1 HVAC
B2N5FF COLD CALL B-51 FRONT LOBBY BESIDE WATERFALL SERVICE 11/30/12 NNMC-51 1 HVAC
B2JVY7 ELEC-Relocate patient lights, B-51, RMs 1124 & 1112 SERVICE 9/11/12 NNMC-51 2 ELECTRICAL
B2KS6Z FRONT DOOR, B-51 SERVICE 10/17/12 NNMC-51 2 LABOR
B2KSBP WARM CALL B-51 RM-1000 URGENT 10/17/12 NNMC-51 1
B2KPVT Locks-NICOE SERVICE 10/16/12 NNMC-51 4 LOCKS
B2M2BW Cold Call, B-51, RM-2122 SERVICE 11/7/12 NNMC-51 2 HVAC
B2LXYP DOORS WILL NOT OPEN / STUCK B-51 DOOR # X9 SERVICE 11/6/12 NNMC-51 1 REPAIR
B2K2ZV A/C UNITS SHUT OFF URGENT 9/24/12 NNMC-51 3 HVAC

B2KK47
WATER MAIN PUMP IS MAKING LOUD NOISE BLDG 51 
RM 1400 UTILITY ROOM

URGENT 10/12/12 NNMC-51 1

B2LPP9 Sink, B-51, RM-1003 URGENT 10/26/12 NNMC-51 3 PLUMBING

B2LSSH
HANDYMEN - REMOVE TABLE FROM WALL - BLDG 51, 
RM 2004

SERVICE 10/31/12 NNMC-51 2 LABOR

B2MSVH Toilet / Door, B-51, RM-1322 and Door # D-8 SERVICE 11/26/12 NNMC-51 2 PLUMBING
B2MT3G LIGHT SENSOR NOT WORKING B-51 RM-2123 SERVICE 11/27/12 NNMC-51 1 ELECTRICAL
B2MSJH ALARM GOING OFF B-51 RM-1114 URGENT 11/26/12 NNMC-51 1 REPAIR
B2N8D6 REPLACE CEILING TILES B-51 1ST & 2ND FLOOR SERVICE 12/5/12 NNMC-51 1
B2NJ49 Faucet, B-51, RM-1321 URGENT 12/11/12 NNMC-51 3
B2JVNN Doors wont open URGENT 9/11/12 NNMC-51 3 REPAIR

B2K4LV TOO HOT. ALARM PANEL GOING OFF. STRONG SMELL. URGENT 9/24/12 NNMC-51 3 HVAC

B2K4TL
CHECK THE 3PHASE 480 VOLT CIRCUIT BREAKER BLDG. 
51

URGENT 9/27/12 NNMC-51 1 ELECTRICAL

B2K4TN
RESTORE PROPER OPERATION TO HOT WATER HEATERS 
BLDG. 51

URGENT 9/27/12 NNMC-51 1

B2K4TX
RESTORE POPER OPERATION TO EXTERIOR LIGHTS BLDG. 
51

SERVICE 9/27/12 NNMC-51 1

B2K4V2 RESTORE PROPER OPERATION TO EF-5 BLDG. 51 SERVICE 9/27/12 NNMC-51 1

B2K5GY
ALARM NOISE COMING FROM THE HEATER, B-51, RM 
1206

SERVICE 10/2/12 NNMC-51 2 HVAC

B2KLZH REPAIRS NEEDED IN BLDG 51 SERVICE 10/15/12 NNMC-51 1

B2KLSY Repairs to Upstairs Main Utility Room 2400 BLDG 51 SERVICE 10/15/12 NNMC-51 1

B2KXV2 OUTLET INOPERABLE CANNOT USE B-51 RM-1000 SERVICE 10/18/12 NNMC-51 1 ELECTRICAL
B2L2SF HOT CLOSET B-51 URGENT 10/19/12 NNMC-51 1
B2L2WR TOILET, B-51, RM- 1204 URGENT 10/19/12 NNMC-51 3 PLUMBING

Reported 
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B2NLN8
SURGE PROTECTION BOXES ALARMING B-62 RM- 2008 -
WWP

EMERGENCY 1/20/12 NNMC-62 1 ELECTRICAL

B2NHHW THE BREAKER HAS TRIPPED B-62 CTR CUBES -WWP EMERGENCY 12/10/12 NNMC-62 1 ELECTRICAL

B2NKHC
BREAKER METAL FACE PLATE IS COMONG UP ON 
EDGESAND HAS CUT SOMEONE. B-62 RM-307E -WWP

EMERGENCY 1/12/12 NNMC-62 1 ELECTRICAL

B2NLNC POWER OUTAGE B-62 RM-2071 -WWP EMERGENCY 1/20/12 NNMC-62 1 ELECTRICAL

B2NLNM
BLOWN FUSE. SEE POC FOR EXACT LOCATION B-62 RM- 
MED BOARD -WWP

EMERGENCY 1/23/12 NNMC-62 1 ELECTRICAL

B2NLPJ NO POWER B-62 RM-3046 -WWP EMERGENCY 1/30/12 NNMC-62 1 ELECTRICAL

B2NM8H OUTLETS NOT WORKING B-62 RM-2071 -WWP EMERGENCY 2/8/12 NNMC-62 1 ELECTRICAL

B2NM84 POWER WENT OUT IN RM 2109, 2110 B-62 -WWP EMERGENCY 2/6/12 NNMC-62 1 ELECTRICAL

B2NM92 POWER OUTAGE FRONT DESK B-62 LOBBY -WWP EMERGENCY 2/14/12 NNMC-62 1 ELECTRICAL

B2NNV6
ELEC- LIGHTS OUT IN RM 515EAST ROOM B AND 304 
EAST ROOM B LIGHTS ARE OUT B-62 RM-515, 304E -
WWP

EMERGENCY 2/23/12 NNMC-62 1 ELECTRICAL

B2NNVS POWER OUTAGE B-62 RM-3021 -WWP EMERGENCY 2/27/12 NNMC-62 1 ELECTRICAL

B2NNW7 POWER OUTAGE B-62 RM-2024 -WWP EMERGENCY 2/29/12 NNMC-62 1 ELECTRICAL

B2NNWD ELEC - POWER LOSS B-62 RM-2024 -WWP EMERGENCY 2/29/12 NNMC-62 1 ELECTRICAL

B2NPXW
RESET BREAKERS - BLDG 62, 2ND FLOOR CUBICLES NEAR 
2008

EMERGENCY 12/19/12 NNMC-62 4 ELECTRICAL

B2NHD4
BATHROOM B NEEDS TO BE CLEAN AND RE SEALED B-62 
RM-403W -WWP

EMERGENCY 12/3/12 NNMC-62 1 PLUMBING

B2NLPH
TOILET NEEDS RECAULTING AND MESS FROM LEAK 
NEEDS TO BE CLEANED B-62 RM-104E -WWP

EMERGENCY 1/27/12 NNMC-62 1 PLUMBING

B2MS27
OUTLET (LABELED TR3094) IS PULLED COMPLETELY 
PULLED OUT THE WAL B-62 RM-3033 -WWP

EMERGENCY 10/1/12 NNMC-62 1 ELECTRICAL

B2MR99
FIRE ALARM GOES OFF WHEN VACUUM IS  USED. B-62 
RM-212W -WWP

EMERGENCY 8/8/12 NNMC-62 1 FIRE EQUIPMENT

B2NHHG DISHWASHER WILL NOT DRY B-62 RM-417 -WWP EMERGENCY 12/7/12 NNMC-62 1 APPLIANCE

B2NKYK
SDISH WASHER IS NOT WORKING PROPERLY B-62 RM-
304E -WWP

EMERGENCY 12/13/12 NNMC-62 1 APPLIANCE

B2NLNL DISHWASHER NOT WORKING B-62 RM-B311 -WWP EMERGENCY 1/23/12 NNMC-62 1 APPLIANCE

B2NMB3 DISHWASHER HAS A LEAK B-62 DISHWASHER -WWP EMERGENCY 2/17/12 NNMC-62 1 APPLIANCE

B2NMBT FOOD STEAMER ISNT WORKING B-62 KITCHEN -WWP EMERGENCY 2/17/12 NNMC-62 1 APPLIANCE

B2NNTT
DISHWASHING AREA-RESERVIOR IS NOT FILLING UP B-62 
WARRIOR CAFE -WWP

EMERGENCY 2/22/12 NNMC-62 1 APPLIANCE

B2NNVJ PLUM- DISH WASHER FLOODED B-62 RM-314E -WWP EMERGENCY 2/25/12 NNMC-62 1 APPLIANCE

B2NPF3
NEED SPRING REMOVED FROM DOOR - NNMC-62, RM 
614E

EMERGENCY 10/3/12 NNMC-62 4 STRUCTURAL

B2NPZR
STORAGE DOOR BROKEN, BED RAIL IN ROOM B BROKEN - 
NNMC-62,

EMERGENCY 5/17/12 NNMC-62 4 STRUCTURAL

Reported 
Date
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B2NKGH SINK IS LEAKING ONTO FLOOR B-62 RM-416W -WWP EMERGENCY 1/3/12 NNMC-62 1 PLUMBING

B2NM8D DRAIN IN CLOGGED B-62 RM-B305E -WWP EMERGENCY 2/7/12 NNMC-62 1 PLUMBING

B2NM7X CLOGGED SINK B-62 RM-111E -WWP EMERGENCY 2/3/12 NNMC-62 1 PLUMBING

B2NM9L
SHOWER HOLES AND HANDLE IS BROKEN IIN PATIENTS 
ROOM B-62 RM-11E -WWP

EMERGENCY 2/16/12 NNMC-62 1 PLUMBING

B2NM9N HOLES IN SHOWER IS LEAKING B-62 RM-215W -WWP EMERGENCY 2/16/12 NNMC-62 1 PLUMBING

B2NKH9
EXHAUST IN DINNING AREA OF KITCHEN ISNT WORKING 
VERY SMOKEY B-62 RM-KITCHEN DINING AREA -WWP

EMERGENCY 1/12/12 NNMC-62 1 HVAC

B2NNVF FAN OVER STOVE NOT WORKING B-62 RM-516W -WWP EMERGENCY 2/24/12 NNMC-62 1 HVAC

B2NNW5
NO EXHAUST IN VENTILATION HOOD. FIRE HAZARD B-62 
KITCHEN -WWP

EMERGENCY 2/29/12 NNMC-62 1 HVAC

B2MR8K KITCHEN FAUCET IS LEAKING B-62 RM-117E -WWP EMERGENCY 7/5/12 NNMC-62 1 PLUMBING

B2NKYH
BATHROOM B SHOWER HOSE HAS A HOLE IN IT AND IT 
NEEDS TO BE REPAIRED /REPLACED B-62 RM-206W -
WWP

EMERGENCY 12/13/12 NNMC-62 1 PLUMBING

B2NKHD FAUCET MISSING B-62 RM-B306E -WWP EMERGENCY 1/13/12 NNMC-62 1 PLUMBING

B2NLP3
KITCHEN FAUCET HANDLE BROKEN B-62 RM-315W -
WWP

EMERGENCY 1/25/12 NNMC-62 1 PLUMBING

B2NLPN
B BATHROOM BROKEN FAUCET AND LEAKING 
SHOWERHEAD B-62 RM-412W -WWP

EMERGENCY 1/30/12 NNMC-62 1 PLUMBING

B2NM8N
BROKEN FAUCET AND CLOGGED SINK B-62 RM-212E -
WWP

EMERGENCY 2/9/12 NNMC-62 1 PLUMBING

B2NM9V LOOSE FAUCET IN KITCHEN B-62 RM-117W -WWP EMERGENCY 2/17/12 NNMC-62 1 PLUMBING

B2NNVX FAUCET CAME OFF KITCHEN SINK B-62 RM-404W -WWP EMERGENCY 2/27/12 NNMC-62 1 PLUMBING

B2NKHP AIR FILTER NEEDS TO BE REPLACE B-62 RM-113 -WWP EMERGENCY 1/16/12 NNMC-62 1 HVAC

B2MR8Y
SHOWER "B" - GASKET ON LOWER SECTION OF FLOOR 
NEEDS TO BE RE-CAULKED B-62 RM-103E -WWP

EMERGENCY 7/25/12 NNMC-62 1 PLUMBING

B2MR9H SHOWERHEAD BROKEN B-62 RM-306E -WWP EMERGENCY 8/9/12 NNMC-62 1 PLUMBING

B2MR9J SHOWERHEAD IS LOOSE B-62 RM-118W -WWP EMERGENCY 8/9/12 NNMC-62 1 PLUMBING

B2MR9K SHOWER ROD IS OFF B-62 RM-117E -WWP EMERGENCY 8/13/12 NNMC-62 1 PLUMBING

B2MR9M
TOILETS AREN'T FLUSHING IN EITHER MENS/WOMENS 
RESTROOM B-62 -WWP

EMERGENCY 8/13/12 NNMC-62 1 PLUMBING

B2MRB7
TOILET WILL NOT FLUSH AND DISHWASHER IS NOT 
PRODUCING HEAT FOR THE DRYING CYLCE B-62 RM-
111E -WWP

EMERGENCY 8/22/12 NNMC-62 1 PLUMBING

B2MRB9 TOILET WILL NOT FLUSH B-62 RM-613E -WWP EMERGENCY 8/24/12 NNMC-62 1 PLUMBING

B2MRBH
SHOWER HEAD IN ROOM "B" IS EXTREMELY LOOSE B-62 
RM-212W -WWP

EMERGENCY 8/28/12 NNMC-62 1 PLUMBING
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B2MS2T
LOOSE SHOWER HEAD NEEDS TO BE REPAIRED B-62 RM-
303W -WWP

EMERGENCY 9/11/12 NNMC-62 1 PLUMBING

B2MS2V
KITCHEN  SINK IS LEAKING, ALSO  NEEDS 2 LIGHT BULBS 
B-62 RM-406E -WWP

EMERGENCY 2/17/12 NNMC-62 1 PLUMBING

B2N97B REMOVE SHOWER SEAT B-62 RM-204W -WWP EMERGENCY 11/30/12 NNMC-62 1 PLUMBING

B2NHHK
NO HOT WATER IN BATHROOM SINK B-62 RM-205 -
WWP

EMERGENCY 12/8/12 NNMC-62 1 PLUMBING

B2NHHL SHOWER HEAD BROKEN B-62 RM-111 -WWP EMERGENCY 12/8/12 NNMC-62 1 PLUMBING

B2NHHS CRACKED SHOWER HEAD. B-62 RM-218E -WWP EMERGENCY 12/9/12 NNMC-62 1 PLUMBING

B2NHHT BROKEN SHOWER HEAD. B-62 RM-213 -WWP EMERGENCY 12/9/12 NNMC-62 1 PLUMBING

B2NKY7
GRABAGE DISPOSAL IS NOT WORKING B-62 RM-118W -
WWP

EMERGENCY 12/11/12 NNMC-62 1 PLUMBING

B2NKY9
DISHWASHER SCREWS CAME LOOSE, ROCKING BACK 
AND FORTH B-62 RM-312E -WWP

EMERGENCY 12/11/12 NNMC-62 1 PLUMBING

B2NKYB
SHOWER HEADS IN BOTH BATHROOM A AND B ARE 
LOOSE B-62 RM-518E -WWP

EMERGENCY 12/11/12 NNMC-62 1 PLUMBING

B2NKYN TOILET WON'T FLUSH B-61 RM-104E -WWP EMERGENCY 12/13/12 NNMC-62 1 PLUMBING

B2NKH4
SHOWER SEAL NEEDS TO BE REGLUED. B-62 RM-505W -
WWP

EMERGENCY 1/12/12 NNMC-62 1 PLUMBING

B2NNS5 TOILET OVERFLOWING B-62 RM-111 -WWP EMERGENCY 12/14/12 NNMC-62 1 PLUMBING

B2NNS7 SINK CLOGGED B-62 WARRIOR CAFE -WWP EMERGENCY 12/15/12 NNMC-62 1 PLUMBING

B2NLN7
SHOWER HEAD NEED TO BE TIGHTENED B-62 RM-317 -
WWP

EMERGENCY 1/19/12 NNMC-62 1 PLUMBING

B2NLN9 BOTH SHOWERHEADS ARE LOOSE B-62 RM-B204E -WWP EMERGENCY 1/20/12 NNMC-62 1 PLUMBING

B2NLNB
SHOWER GASKET NEEDS TO BE SEALED B-62 RM-314W -
WWP

EMERGENCY 1/20/12 NNMC-62 1 PLUMBING

B2NLPB TOILET SEAT MISSING 1ST STALL B-62 LOBBY -WWP EMERGENCY 1/26/12 NNMC-62 1 PLUMBING

B2NM7W
SHOWER SEAL IS COMING OFF AGAIN B-62 RM-103W -
WWP

EMERGENCY 2/3/12 NNMC-62 1 PLUMBING

B2NM8G SHOWERHEAD BROKEN B-62 RM-B105E -WWP EMERGENCY 2/8/12 NNMC-62 1 PLUMBING

B2NM8J
SHOWER SEAL NEEDS TO BE REPLACED B-62 RM-105W -
WWP

EMERGENCY 2/8/12 NNMC-62 1 PLUMBING

B2NM8L PLUM- SHOWER HEAD IS BROKEN B-62 RM-110E -WWP EMERGENCY 2/8/12 NNMC-62 1 PLUMBING

B2NM89
SHOWERHOSES IN BOTH BATHROOMS BROKEN B-62 RM-
203W -WWP

EMERGENCY 2/7/12 NNMC-62 1 PLUMBING

B2NM94
BROKEN SHOWERHEAD IN BATHROOM A B-62 RM-303E -
WWP

EMERGENCY 2/14/12 NNMC-62 1 PLUMBING

B2NM97
INSPECT ALL BIDETS IN BLDG. DRAWINGS AVAILABLE.( 
SEE POC IN BLG 17B STE 3D) B-62 ALL FLOORS -WWP

EMERGENCY 2/15/12 NNMC-62 1 PLUMBING

B2NNTM
SHOWERHEAD IS BROKEN IN BATHROOM A B-62 RM-
303E -WWP

EMERGENCY 2/21/12 NNMC-62 1 PLUMBING
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B2NNTW SHOWERHEAD BROKEN B-62 RM-306E -WWP EMERGENCY 2/22/12 NNMC-62 1 PLUMBING

B2NNTX TOILET NOT FLUSHING B-62 RM-304E -WWP EMERGENCY 2/22/12 NNMC-62 1 PLUMBING

B2NNV2
LEAK UNDER SINK, LOOSE SHOWERHEAD B-62 RM-213W 
-WWP

EMERGENCY 2/22/12 NNMC-62 1 PLUMBING

B2NNV5 CLOGGED TOILET B-62 RM-506W -WWP EMERGENCY 2/23/12 NNMC-62 1 PLUMBING

B2NNVG
SHOWER HEAD NEEDS TO BE REPLACED B-62 RM-613E -
WWP

EMERGENCY 2/24/12 NNMC-62 1 PLUMBING

B2NNVZ
SHOWER HEAD LEAKING IN BEDROOM B B-62 RM-613E -
WWP

EMERGENCY 2/27/12 NNMC-62 1 PLUMBING

B2NNWH TOILET SEAT BROKEN. B-62 MENS ROOM LOBBY -WWP EMERGENCY 3/1/12 NNMC-62 1 PLUMBING

B2NSFK
SEVERE CEILING LEAK IN BATHROOM B-62 RM-303E -
WWP

EMERGENCY 4/2/12 NNMC-62 1 PLUMBING

B2NNTV FREEZER NOT WORKING B-62 RM-B204E -WWP EMERGENCY 2/22/12 NNMC-62 1 APPLIANCE

B2NKHR
SHOWER HOSE NEEDS TO BE REPLACED B-62 RM-312E -
WWP

EMERGENCY 1/17/12 NNMC-62 1 PLUMBING

B2NPY8
SHOWER HEAD LEAKING IN BATHROOM B - NNMC-62, 
112W

EMERGENCY 5/16/12 NNMC-62 4 PLUMBING

B2NPYR LEAK IN MECH ROOM - NNMC-62, B 201, 2ND FLR EMERGENCY 5/17/12 NNMC-62 4 PLUMBING

B2NNWB
SEAL AROUND DISHWASHER IS BROKEN & LEAKING - 
NNMC-62, RM 414W

EMERGENCY 10/2/12 NNMC-62 4 PLUMBING

B2NNVV NEED CABINET OPENED LOST KEY B-62 RM-3011 -WWP EMERGENCY 2/27/12 NNMC-62 1 LOCKS

B2MR8N LIGHT OUT B-62 HALLWAY -WWP EMERGENCY 7/13/12 NNMC-62 1 ELECTRICAL

B2MR8S
SENSOR IN BATHROOM "B" DOESN'T WORK B-62 RM-
204E -WWP

EMERGENCY 7/16/12 NNMC-62 1 ELECTRICAL

B2MR8Z HALL LIGHT IS OUT B-62 EAST SIDE -WWP EMERGENCY 7/25/12 NNMC-62 1 ELECTRICAL

B2MR94
SENSOR LIGHT IN BATHROOM "B" IS OUT B-62 RM-217E -
WWP

EMERGENCY 7/27/12 NNMC-62 1 ELECTRICAL

B2MR95
LIGHT OUT IN BATHROOM A & B ABOVE THE SINK B-62 
RM-205W -WWP

EMERGENCY 8/2/12 NNMC-62 1 ELECTRICAL

B2MR96 LIGHT OUT B-62 RM-206E -WWP EMERGENCY 8/2/12 NNMC-62 1 ELECTRICAL

B2MR9G
SENSOR LIGHT IN BATHROOM A NOT WORKING AND 
LIGHT COVER IN BATHROOM A FELL OFF AND NEED TO 
BE REPLACED B-62 RM-203E -WWP

EMERGENCY 8/8/12 NNMC-62 1 ELECTRICAL

B2MR9R
MOTION SENSOR IN ROOM "A" IS NOT WORKING B-62 
RM-103W -WWP

EMERGENCY 8/17/12 NNMC-62 1 ELECTRICAL

B2MR9T
SENSOR LIGHT IN LAUDRY ROOM NOT WORKING AND 
BASEBOARD IN KITCHEN NEEDS REPAIRING B-62 RM-
202E -WWP

EMERGENCY 8/20/12 NNMC-62 1 ELECTRICAL

B2MRB4 HALLWAY LIGHTS ARE OUT B-62 EAST SIDE -WWP EMERGENCY 8/21/12 NNMC-62 1 ELECTRICAL

B2MRB5
1 LIGHT OUT ON EACH FLOOR IN  HALLWAY B-62 
HALLWAY -WWP

EMERGENCY 8/21/12 NNMC-62 1 ELECTRICAL

B2MRB8
HALLWAY LIGHTS OUT IN BASEMENT LEVEL 1 AND 3 
AND THE 6TH FLRS B-62 6TH FLOOR -WWP

EMERGENCY 8/23/12 NNMC-62 1 ELECTRICAL
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B2MRZL 1). LIGHT BULB OUT ON "A" SIDE B-62 RM-405W -WWP EMERGENCY 9/13/12 NNMC-62 1 ELECTRICAL

B2MRZM
SENSOR LIGHT IN BATHROOM "B" IS OUT B-62 RM-317E 
& 614E -WWP

EMERGENCY 9/13/12 NNMC-62 1 ELECTRICAL

B2MRZP BATHROOM "B" HAS A LIGHT OUT B-62 RM-204E -WWP EMERGENCY 9/14/12 NNMC-62 1 ELECTRICAL

B2MRZW
RELAMP THE ENTIRE EAST SIDE OF THE BUILDING- ALL 
FLRS B-62 RM-? -WWP

EMERGENCY 9/17/12 NNMC-62 1 ELECTRICAL

B2MS2C
RELAMP THE ENTIRE FLOOR AND REMOVE DUST FROM 
THE LIGHT FIXTURES B-62 LOBBY -WWP

EMERGENCY 10/15/12 NNMC-62 1 ELECTRICAL

B2MS2H
2 LIGHTS OUT IN CEILING RM A AND MOTION LIGHT OUT 
IN BATHROOM B B-62 RM-317W -WWP

EMERGENCY 10/16/12 NNMC-62 1 ELECTRICAL

B2N96F
LIGHT BULB KEEPS BLOWING OUT IN BATHROOM B-62 
RM-604E  -WWP

EMERGENCY 11/29/12 NNMC-62 1 ELECTRICAL

B2NHDX
BATHROOM B SENSOR LIGHT IS OUT B-62 RM-B305E -
WWP

EMERGENCY 12/4/12 NNMC-62 1 ELECTRICAL

B2NKY5
BOTH BATHROOM LIGHTS ARE OUT B-62 RM-306W -
WWP

EMERGENCY 12/11/12 NNMC-62 1 ELECTRICAL

B2NKYP BATHROOM A LIGHT IN CEILING B-62 RM-205E -WWP EMERGENCY 12/13/12 NNMC-62 1 ELECTRICAL

B2NKGZ LIGHTS OUT IN BOTH SHOWERS B-62 RM-204W -WWP EMERGENCY 1/11/12 NNMC-62 1 ELECTRICAL

B2NKHJ
KITCHEN LIGHT ON STOVE BLOWN B-62 RM-511W -
WWP

EMERGENCY 1/16/12 NNMC-62 1 ELECTRICAL

B2NKHK SENSOR NOT WORKING IN ROOM B-62 RM-511W -WWP EMERGENCY 1/16/12 NNMC-62 1 ELECTRICAL

B2NLMY
NEED LIGHT BULB FOR BATHROOM B-62 RM-1026 -
WWP

EMERGENCY 1/18/12 NNMC-62 1 ELECTRICAL

B2NLPR
LIGHT BULBS IN BOTH CLOSETS ARE OUT B-62 RM-206W -
WWP

EMERGENCY 1/31/12 NNMC-62 1 ELECTRICAL

B2NM7P SHOWER LIGHT IS NOT WORKING B-62 RM-114W -WWP EMERGENCY 2/1/12 NNMC-62 1 ELECTRICAL

B2NM8B
SHOWER LIGHT OUT IN BATHROOM A B-62 RM-214E -
WWP

EMERGENCY 2/7/12 NNMC-62 1 ELECTRICAL

B2NM8C STOVE LIGHT IS OUT B-62 RM-310E -WWP EMERGENCY 2/7/12 NNMC-62 1 ELECTRICAL

B2NM8V
REPLACE LIGHT BULB ABOVE STOVE B-62 RM-605E -
WWP

EMERGENCY 2/13/12 NNMC-62 1 ELECTRICAL

B2NM8W LIGHTS OUT B-62 RM-1016 -WWP EMERGENCY 2/14/12 NNMC-62 1 ELECTRICAL

B2NM9T
6 OVERHEAD BULBS ARE OUT IN BOTH ELEVATORS IN 
EAST WING B-62 -WWP

EMERGENCY 2/17/12 NNMC-62 1 ELECTRICAL

B2NM9C LIGHTS OUT B-62 6TH FLOOR -WWP EMERGENCY 2/15/12 NNMC-62 1 ELECTRICAL

B2NNW2 BATHROOM AUTO LIGHT IS OUT B-62 RM-114E -WWP EMERGENCY 2/28/12 NNMC-62 1 ELECTRICAL

B2NNW4 BULBS ARE BLOWN B-62 RM-3037 -WWP EMERGENCY 2/28/12 NNMC-62 1 ELECTRICAL

B2NNWL
LIGHTS ARE OUT IN HALLWAY EAST SIDE B-62 HALLWAY -
WWP

EMERGENCY 3/2/12 NNMC-62 1 ELECTRICAL

B2MR8W TOILET NOT FLUSHING B-62 RM-604E -WWP EMERGENCY 7/19/12 NNMC-62 1 PLUMBING

B2MR9F WATER LEAK UNDER KITCHEN SINK B-62 RM-613E -WWP EMERGENCY 8/8/12 NNMC-62 1 PLUMBING
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B2NNTY NEED A BOARD HUNG UP B-62 RM-3081 -WWP EMERGENCY 2/22/12 NNMC-62 1 FCA_OTHER

B2MS2F
DRYWALL DAMAGE. SEE POC FOR EXACT LOCALE B-62 
LOBBY -WWP

EMERGENCY 10/15/12 NNMC-62 1 FCA_PAINT

B2NGXZ
ENTIRE APARTMENT NEEDS TO BE PAINTED B-62 RM-
111E -WWP

EMERGENCY 11/30/12 NNMC-62 1 FCA_PAINT

B2MS2K
LEAK UNDER BATHROOM SINK. SEE POC B-62 RM-506E -
WWP

EMERGENCY 10/16/12 NNMC-62 1 PLUMBING

B2NKGT
ALL 3 FLOORS OF BLDG 62 IS FLOODED ON WEST SIDE B-
62 -WWP

EMERGENCY 1/6/12 NNMC-62 1 PLUMBING

B2NKGY
SHOWER LEAKING. WATER ON THE FLOOR B-62 RM-
204W -WWP

EMERGENCY 1/11/12 NNMC-62 1 PLUMBING

B2NM9Y CEILING LEAK IN DISHWASHER ROOM B-62 -WWP EMERGENCY 2/17/12 NNMC-62 1 PLUMBING

B2NNVD
SCULLERY MACHINE IS LEAKING FROM THE BOTTOM B-
62 CAFE -WWP

EMERGENCY 2/24/12 NNMC-62 1 PLUMBING

B2NNVH LEAK IN CONVECTION OVEN B-62 CAFE -WWP EMERGENCY 2/24/12 NNMC-62 1 PLUMBING

B2NNVY
CHECK SEWAGE PUMP GRINDER PUMP 1 MAKING NOISE 
B-62 -WWP

EMERGENCY 2/27/12 NNMC-62 1 PLUMBING

B2NNW8
ONGOING LEAK FROM CEILING COMING DOWN WALL B-
62 RM-121E -WWP

EMERGENCY 2/29/12 NNMC-62 1 PLUMBING

B2NNWF STARAGE ROOM IN CAFE HAS A LEAK B-62 -WWP EMERGENCY 2/29/12 NNMC-62 1 PLUMBING

B2NNWJ
PIPES LEAKING IN STAIRWELL 4TH AND 6TH FL EASR 
WING B-62 STAIRWELL -WWP

EMERGENCY 3/2/12 NNMC-62 1 PLUMBING

B2NHCW NO POWER TO CUBICLES B-62 RM-2014 -WWP EMERGENCY 12/3/12 NNMC-62 1 ELECTRICAL

B2NHD6
WASHING MACHINE HAS STOPPED WORKING POC 
THINKS DUE TOO POWER LOSS B-62 RM-216W -WWP

EMERGENCY 12/3/12 NNMC-62 1 ELECTRICAL

B2NHDZ POWER OUTAGE B-50 RM-231 -WWP EMERGENCY 12/4/12 NNMC-62 1 ELECTRICAL

B2NHFH NO POWER TO CUBICLE EMERGENCY 12/4/12 NNMC-62 1 ELECTRICAL

B2NKXH THE BREAKER HAS TRIPPED B-62 CTR CUBES -WWP EMERGENCY 12/10/12 NNMC-62 1 ELECTRICAL

B2NKHB ELEC- POWER OUTAGES B-62 RM-2110, 2109 -WWP EMERGENCY 1/12/12 NNMC-62 1 ELECTRICAL

B2NLN6
OUTLETS IN RM 204 W  BED B AREMT WORKING B-62 
RM-204W -WWP

EMERGENCY 1/19/12 NNMC-62 1 ELECTRICAL

B2NLND
HOOD ON STOVE WON'T TURN ON B-62 RM-506W -
WWP

EMERGENCY 1/20/12 NNMC-62 1 ELECTRICAL

B2NLNF OUTLETS NOT WORKING B-62 RM-2010 -WWP EMERGENCY 1/20/12 NNMC-62 1 ELECTRICAL

B2NLNH NO LIGHTS IN ROOM B-62 RM-116E -WWP EMERGENCY 1/20/12 NNMC-62 1 ELECTRICAL

B2NLP6 OUTLETS NOT WORKING B-62 RM-1016 -WWP EMERGENCY 1/25/12 NNMC-62 1 ELECTRICAL

B2NM83 POWER IS OUT. B-62 FRONT DESK -WWP EMERGENCY 2/4/12 NNMC-62 1 ELECTRICAL

B2NNV3 NO POWER B-62 RM-3021 -WWP EMERGENCY 2/23/12 NNMC-62 1 ELECTRICAL
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B2NNV4 PARTIAL POWER TO OFFICES B-62 RM-2022 -WWP EMERGENCY 2/23/12 NNMC-62 1 ELECTRICAL

B2MR9C
LOCK IS STICKING AND NOT LOCKING B-62 RM-3076 -
WWP

EMERGENCY 8/8/12 NNMC-62 1 LOCKS

B2NLNX LOCK NOT WORKING B-62 RM-3029 -WWP EMERGENCY 1/24/12 NNMC-62 1 LOCKS

B2NLP2 NEED NEW LOCKS PUT ON B-62 RM-201W -WWP EMERGENCY 1/25/12 NNMC-62 1 LOCKS

B2NM8K LOCK IS STICKING B-62 RM-3012 -WWP EMERGENCY 2/8/12 NNMC-62 1 LOCKS

B2NM7R
REFRIDGE HANDLE NEEDS TO BE SWITCHED B-62 RM-
B313 -WWP

EMERGENCY 2/1/12 NNMC-62 1 APPLIANCE

B2NNX3 REFRIGERATOR MAKING NOISE - NNMC-62, ROOM 204E EMERGENCY 10/2/12 NNMC-62 4 APPLIANCE

B2NNTR
FRIDGE IS CLICKING ON AND OFF. REPAIR B-62 RM-
118W -WWP

EMERGENCY 2/21/12 NNMC-62 1 APPLIANCE

B2NLP8
GENM- SHOWER TILE IS COMING UP INSIDE BATH TUB. B-
62 RM-403E -WWP

EMERGENCY 1/25/12 NNMC-62 1 FCA_STRU

B2NM87 CARPET TILE IS COMING UP B-62 HALLWAY -WWP EMERGENCY 2/7/12 NNMC-62 1 FCA_STRU

B2NM9Z 2 CEILING TILES MISSING B-62 RM-HALLWAY -WWP EMERGENCY 2/17/12 NNMC-62 1 FCA_STRU

B2NHCJ
EXIT DOOR B1 THE LATCH ON LOADING DOCK DOOR 
WILL NOT CLOSE B-62 WARRIOR CAFE -WWP

EMERGENCY 12/3/12 NNMC-62 1 FCA_STRU

B2NHCZ WASHER DOOR IS OFF TRACK B-62 RM-118E -WWP EMERGENCY 12/3/12 NNMC-62 1 FCA_STRU

B2NHDY LAUNDRY DOOR IS BROKE B-62 RM-512E -WWP EMERGENCY 12/4/12 NNMC-62 1 FCA_STRU

B2NHF6
LOBBY DOOR - FAR RIGHT LEFT DOOR THERE IS A 
PROBLEM SEE POC FOR DETAILS B-62 -WWP

EMERGENCY 12/4/12 NNMC-62 1 FCA_STRU

B2NM95
HANDICAP DOOR TO CAFE IS NOT WORKING WHEN 
BUTTON IS PUSHED B-62 CAFE -WWP

EMERGENCY 2/15/12 NNMC-62 1 FCA_STRU

B2NNTL HANDICAP BUTTON BROKEN ON EXIT DOOR B-62 -WWP EMERGENCY 2/21/12 NNMC-62 1 FCA_STRU

B2NNTP
MAIN ENTRANCE DOORS NEED TO BE ADJUSTED B-62 
LOBBY -WWP

EMERGENCY 2/21/12 NNMC-62 1 FCA_STRU

B2NHHM REPAIR DOORS ON WALK IN FRIG B-62 CAFE -WWP EMERGENCY 12/9/12 NNMC-62 1 FCA_STRU

B2NLNJ
LOBBY DOOR TO BUILDING HAS A METAL PIECE 
STICKING OUT (BOTTOM) B-62 LOBBY -WWP

EMERGENCY 1/21/12 NNMC-62 1 FCA_STRU

B2NLNP
ENTERANCE DOORS WON'T OPEN & CLOSE PROPERLY B-
62 WARRIOR CAFE -WWP

EMERGENCY 1/23/12 NNMC-62 1 FCA_STRU

B2NM8S
CABINETS WON'T CLOSE PROPERLY B-62 RM-2044 -
WWP

EMERGENCY 2/10/12 NNMC-62 1 FCA_STRU

B2NM8T NEED WHITEBOARD HUNG B-62 RM-3025 -WWP EMERGENCY 2/10/12 NNMC-62 1 FCA_STRU

B2NNTS
CLOSET DOOR HANDLE NEEDS TO BE FIXED B-62 RM-
117E -WWP

EMERGENCY 2/21/12 NNMC-62 1 FCA_STRU

B2NM9G HOLE IN WALL BEHIND DOOR B-62 RM-417E -WWP EMERGENCY 2/16/12 NNMC-62 1 FCA_STRU

B2NM9H HOLE IN WALL BEHIND DOOR B-62 RM-414E -WWP EMERGENCY 2/16/12 NNMC-62 1 FCA_STRU
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B2NLPD
STOVE TOP MAY BE BROKE, OVEN IS COOKING TOO HOT 
B-62 RM-412E -WWP

EMERGENCY 1/26/12 NNMC-62 1 APPLIANCE

B2NLPM
FAN & LIGHT ABOVE STOVE NOT WORKING B-62 RM-
B204E -WWP

EMERGENCY 1/30/12 NNMC-62 1 APPLIANCE

B2NMC3 DEEP FRYER ISNT WORKING B-62 KITCHEN -WWP EMERGENCY 2/17/12 NNMC-62 1 APPLIANCE

B2NLP5 CHECK WATER PRESSURE B-62 RM-112W -WWP EMERGENCY 1/25/12 NNMC-62 1 PLUMBING

B2MR89 A/C IS NOT WORKING B-62 RM-3096 -WWP EMERGENCY 6/12/12 NNMC-62 1 HVAC

B2MR8G
INCONSISTANT HOT WATER FOR SHOWERING B-62 RM-
114W -WWP

EMERGENCY 6/22/12 NNMC-62 1 PLUMBING

B2MR8H
A/C DOES NOT WORK. RUBBER MOLDING IN BATHROOM 
BROKEN AND DRAIN IS NOT WORKING B-62 RM-503W -
WWP

EMERGENCY 6/22/12 NNMC-62 1 HVAC

B2MR8J
TOO WARM IN AUSTIN'S PLAYROOM B-62 RM-B307E -
WWP

EMERGENCY 6/26/12 NNMC-62 1 HVAC

B2MR8L TOO COLD B-62 RM-307E -WWP EMERGENCY 7/10/12 NNMC-62 1 HVAC

B2MR8V NO A/C ON THE ENTIRE FLOOR B-62 -WWP EMERGENCY 7/18/12 NNMC-62 1 HVAC

B2MR8X NO A/C BLOWING B-62 RM-3101 -WWP EMERGENCY 7/20/12 NNMC-62 1 HVAC

B2MRBJ NO HOT WATER IN ROOM B-62 RM-210E -WWP EMERGENCY 9/5/12 NNMC-62 1 PLUMBING

B2MRSK
PLEASE COME AND CONNECT A/C AND HEATING VALVES 
THEY ARE DISCONNECTED FROM BOX B-50 OFFICE IN 
MAIN LOBBY -WWP

EMERGENCY 11/20/12 NNMC-62 1 HVAC

B2MRZR TOO HOT B-62 RM-3083 -WWP EMERGENCY 9/14/12 NNMC-62 1 HVAC

B2MRZX
KITCHEN WALK IN FREEZER NOT  HOLDING 
TEMPERATURE B-62 CAFE -WWP

EMERGENCY 9/19/12 NNMC-62 1 HVAC

B2MS24
TOO COLD IN AUSTIN'S PLAYROOM B-62 RM-B307E -
WWP

EMERGENCY 9/27/12 NNMC-62 1 HVAC

B2MS29 TOO HOT B-62 BACK OFFICE -WWP EMERGENCY 10/15/12 NNMC-62 1 HVAC

B2MS2N TOO HOT ON THE ENTIRE FLOOR -WWP EMERGENCY 10/25/12 NNMC-62 1 HVAC

B2MS2S NO HEAT B-62 RM-314E -WWP EMERGENCY 11/2/12 NNMC-62 1 HVAC

B2MWW
2

IN ROOM A HEAT DOES NOT WORK B-62 RM-B110E -
WWP

EMERGENCY 11/27/12 NNMC-62 1 HVAC

B2MVMD
TOO COLD. SEE POC FOR EXACT LOCALE B-62 RECEPTION 
-WWP

EMERGENCY 11/26/12 NNMC-62 1 HVAC

B2MVMJ ENTIRE FLOOR TOO HOT B-62 ALL ROOMS -WWP EMERGENCY 11/26/12 NNMC-62 1 HVAC

B2N955 HOT CALL B-62 RM-517E -WWP EMERGENCY 11/29/12 NNMC-62 1 HVAC

B2NGY4 TOO HOT ON BACK HALLWAY OF BUILDING B-62 -WWP EMERGENCY 12/3/12 NNMC-62 1 HVAC

B2NKXL
COLD AIR COMING FROM VENTS AND IN LOUNGE 
MICROWAVE REPLACED B-62 RM-2068 -WWP

EMERGENCY 12/10/12 NNMC-62 1 HVAC

B2NKGV
ROOM TOO COLD AND CLOSET DOOR WILL NOT SHUT B-
62 RM-517E -WWP

EMERGENCY 1/8/12 NNMC-62 1 HVAC
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B2NKGW HEAT DOESNT WORK B-62 RM-514W -WWP EMERGENCY 1/9/12 NNMC-62 1 HVAC

B2NKGX TOO COLD B-62 RM-312W -WWP EMERGENCY 1/9/12 NNMC-62 1 HVAC

B2NKH5 TOO COLD B-62 RM-514W -WWP EMERGENCY 1/12/12 NNMC-62 1 HVAC

B2NKHF TOO COLD B-62 RM-312W -WWP EMERGENCY 1/15/12 NNMC-62 1 HVAC

B2NKHN NO HOT WATER IN RM A B-62 RM-604E -WWP EMERGENCY 1/16/12 NNMC-62 1 PLUMBING

B2NLMN NO HOT WATER B-62 RM-612E -WWP EMERGENCY 1/17/12 NNMC-62 1 PLUMBING

B2NLMT
TOO HOT ON WHOLE FLOOR READING 86 DEGRESS B-62 
RM-2012 -WWP

EMERGENCY 1/17/12 NNMC-62 1 HVAC

B2NLMW TOO HOT B-62 2ND FLOOR -WWP EMERGENCY 1/17/12 NNMC-62 1 HVAC

B2NLMX TOO COLD B-62 RM-3019 -WWP EMERGENCY 1/18/12 NNMC-62 1 HVAC

B2NLMZ NO HOT WATER B-62 BM-204E -WWP EMERGENCY 1/18/12 NNMC-62 1 PLUMBING

B2NLN5
NO HOT WATER, SHOWERHEAD LOOSE B-62 RM-412E -
WWP

EMERGENCY 1/19/12 NNMC-62 1 PLUMBING

B2NLNK HEAT IS NOT WORKING PROPERLY B-62 RM-B105 -WWP EMERGENCY 1/23/12 NNMC-62 1 HVAC

B2NLNN
COLD AIR BLOWING THROUGH CEILING TILES THAT'S 
SHAKING THE LIGHT FIXTURE. REPAIR B-62 RM-3033 -
WWP

EMERGENCY 1/23/12 NNMC-62 1 HVAC

B2NLNS NO HOT WATER IN ROOM B-62 RM-206E -WWP EMERGENCY 1/23/12 NNMC-62 1 PLUMBING

B2NLNW NO HOT WATER B-62 -WWP EMERGENCY 1/24/12 NNMC-62 1 PLUMBING

B2NLPF NO COLD WATER B-62 RM-104W -WWP EMERGENCY 1/27/12 NNMC-62 1 PLUMBING

B2NM8P NO HEAT B-62 RM-307E -WWP EMERGENCY 2/10/12 NNMC-62 1 HVAC

B2NM8X NO HOT WATER IN BATHROOM A B-62 RM-514W -WWP EMERGENCY 2/14/12 NNMC-62 1 PLUMBING

B2NM93 NO HOT WATER BATHROOM A B-62 RM-105W -WWP EMERGENCY 2/14/12 NNMC-62 1 PLUMBING

B2NNTN NO HEAT IN THE ROOM B-62 RM-113E -WWP EMERGENCY 2/21/12 NNMC-62 1 HVAC

B2NNV8 TOO COLD B-62 RM-B307E -WWP EMERGENCY 2/24/12 NNMC-62 1 HVAC

B2NNVB TOO COLD. ONGOING ISSUE B-62 RM-2001 -WWP EMERGENCY 2/24/12 NNMC-62 1 HVAC

B2MRZY HOODS IN KITCHEN ARE NOT WORKING B-62 -WWP EMERGENCY 9/26/12 NNMC-62 1 HVAC

B2MS25 HOODS NOT WORKING PROPERLY B-62 CAFE -WWP EMERGENCY 9/28/12 NNMC-62 1 HVAC

B2NLN2
VENT HOOD ABOVE STOVE NEEDS TO BE REPLACED B-62 
RM-318W -WWP

EMERGENCY 1/19/12 NNMC-62 1 HVAC

B2NLN4
VENTILATION EXHAUST NOT WORKING PROPERLY. 
CUSTOMER REQUESTING VENT FLOW MEASUREMENT B-
62 KITCHEN -WWP

EMERGENCY 1/19/12 NNMC-62 1 HVAC
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B2NLNZ
VENT HOOD ISNT WORKING, NO POWER B-62 RM-314W 
-WWP

EMERGENCY 1/24/12 NNMC-62 1 HVAC

B2NLP9
VENTALATION IS NOT WORKING PROPERLY. CHECK FCU 
FOR VENT FLOW B-62 KITCHEN -WWP

EMERGENCY 1/26/12 NNMC-62 1 HVAC

B2NM98 VENTS AREN'T WORKING B-62 RM-B305E -WWP EMERGENCY 2/15/12 NNMC-62 1 HVAC

B2NNTZ WASHING MACHINE LEAKING B-62 RM-B205E -WWP EMERGENCY 2/22/12 NNMC-62 1 APPLIANCE

B2NNV7
WASHING MACHINE DOORS ONE IS HARD TO OPEN AND 
ONE WILL NOT CLOSE B-62 RM-618E -WWP

EMERGENCY 2/23/12 NNMC-62 1 APPLIANCE

B2MR87
TOILETS NOT FLUSHING. CHECK ENTIRE BUILDING B-62 
LADIES ROOM -WWP

EMERGENCY 5/17/12 NNMC-62 1 PLUMBING

B2MR88 NO HOT WATER B-62 RM-414E -WWP EMERGENCY 5/25/12 NNMC-62 1 PLUMBING

B2MR8B
GARBAGE DISPOSAL IS NOT WORKING B-62 RM-615E -
WWP

EMERGENCY 6/13/12 NNMC-62 1 REPAIR

B2MR8C
NEED TO HAVE A BEDAE INSTALLED B-62 RM-113E -
WWP

EMERGENCY 6/22/12 NNMC-62 1 PLUMBING

B2MR8D DISH DISPOSAL BROKEN B-62 RM-511W -WWP EMERGENCY 6/22/12 NNMC-62 1 PLUMBING

B2MR8F
MOTION SENSORS DO NOT WORK IN MASTER BATH. 
STOVE OVERHEAD LIGHT DOES NOT WORK AND HOLE IN 
MASTER BATH WALL B-62 RM-105W -WWP

EMERGENCY 6/22/12 NNMC-62 1 ELECTRICAL

B2MR8M REINSTALL SMOKE DETECTOR B-62 RM-113W -WWP EMERGENCY 7/13/12 NNMC-62 1 REPAIR

B2MR8P FIX SPRAY ARMS B-62 CAFE -WWP EMERGENCY 7/16/12 NNMC-62 1 REPAIR

B2MR8R FIX DOOR LATCH B-62 RM-B130E -WWP EMERGENCY 7/16/12 NNMC-62 1 REPAIR

B2MR93
PAINT AND PATCH- LIVING ROOM AREA B-62 RM-305E -
WWP

EMERGENCY 7/27/12 NNMC-62 1 REPAIR

B2MR97 MICROWAVE NOT WORKING B-62 RM-204E -WWP EMERGENCY 8/3/12 NNMC-62 1 REPAIR

B2MR9B NEED WHITE BOARD MOUNTED B-62 RM-3026 -WWP EMERGENCY 8/8/12 NNMC-62 1 REPAIR

B2MR9N
SIDE "A"- HOLE BEDHIND DOOR. REPAIR. PLEASE SEND 
EDUARDO B-62 RM-105E -WWP

EMERGENCY 8/16/12 NNMC-62 1 REPAIR

B2MRB2
REPAIR SCREEN IN ROOM "B" AND ADJUST ENTRY DOOR 
B-62 RM-217E -WWP

EMERGENCY 8/20/12 NNMC-62 1 REPAIR

B2MRBC
DOOR TO CABINET IS HANGING OFF. REPAIR B-62 RM-
3054 -WWP

EMERGENCY 8/24/12 NNMC-62 1 REPAIR

B2MRBF
NEED SIGN HUNG IN SFAC (SOLDIER FAMILY ASSISTANT 
CENTER) B-62 -WWP

EMERGENCY 8/24/12 NNMC-62 1

B2MRBG
DOOR NOT WORKING IN FAMILY ROOM B-62 RM-2035 -
WWP

EMERGENCY 8/28/12 NNMC-62 1

B2MRSG POWER OUTAGE B-62 RM-3104 -WWP EMERGENCY 11/20/12 NNMC-62 1 ELECTRICAL

B2MRZG INSTALL BIDAE IN BATHROOM "A" B-62 RM-E-305 -WWP EMERGENCY 9/6/12 NNMC-62 1 PLUMBING

B2MRZH
SHOWERHEAD IN SHOWER SIDE B IS BROKEN B-62 RM-
412E -WWP

EMERGENCY 9/11/12 NNMC-62 1 PLUMBING
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B2MRZJ
KITCHEN FAUCET BROKEN AND NEEDS TO BE TIGHTENED 
B-62 RM-417E -WWP

EMERGENCY 9/11/12 NNMC-62 1

B2MRZK SHOWERHEAD HOSE IS LEAKING B-62 RM-313W -WWP EMERGENCY 9/11/12 NNMC-62 1 PLUMBING

B2MRZN
MAIN DOOR HINGE NOT WORKING PROPERLY B-62 RM-
317E -WWP

EMERGENCY 9/13/12 NNMC-62 1 REPAIR

B2MRZS
OUTLET BY KITCHEN SINK NOT WORKING B-62 RM-515W 
-WWP

EMERGENCY 9/14/12 NNMC-62 1 ELECTRICAL

B2MRZT
HANDLE ON KITCHEN SINK IS BROKE B-62 RM-615E -
WWP

EMERGENCY 9/14/12 NNMC-62 1 REPAIR

B2MRZZ
BOLT ON EXIT DOORS TO B1 LOADING DOCKS NOT 
WORKING PROPERLY B-62 DOCK -WWP

EMERGENCY 9/26/12 NNMC-62 1 REPAIR

B2MS23 MENS BATHROOM DOOR IS BROKEN B-62 LOBBY -WWP EMERGENCY 9/27/12 NNMC-62 1 REPAIR

B2MS26
CURTAIN IS OFF THE TRACK AND BOLTS ON LIVING 
ROOM TABLE LOOSE- TIGHTEN B-62 RM-111E -WWP

EMERGENCY 9/28/12 NNMC-62 1 REPAIR

B2MS28 OVEN DOOR IS BROKE. B-62 RM-411W -WWP EMERGENCY 10/3/12 NNMC-62 1 REPAIR

B2MS2D BATHROOM MIRROR IS CRACKED B-62 RM-404E -WWP EMERGENCY 10/15/12 NNMC-62 1 REPAIR

B2MS2L
BATHROOM "A" IS LEAKING FROM THE SHOWER B-62 
RM-304E -WWP

EMERGENCY 10/23/12 NNMC-62 1 PLUMBING

B2MS2P NEED PICTURES HUNG B-62 RM-3010 -WWP EMERGENCY 10/26/12 NNMC-62 1 REPAIR

B2MS2R
THE CORNER WINDOW NOT OVER THE COIL B-62 WING 
STAIR -WWP

EMERGENCY 10/31/12 NNMC-62 1 REPAIR

B2MS66
ROOM "B" SHOWER GASKET IS LEAKING B-62 RM-115E -
WWP

EMERGENCY 11/23/12 NNMC-62 1

B2MX8W KITCHEN SINK HANDLE IS BROKEN B-62 RM-416 -WWP EMERGENCY 11/27/12 NNMC-62 1 PLUMBING

B2MVMG SEWAGE ALARM SOUNDING B-62 FRONT DESK -WWP EMERGENCY 11/26/12 NNMC-62 1 PLUMBING

B2MSXG
WWP- WATER LEAK IN GUEST ROOM B-62 RM-115 -
WWP

EMERGENCY 11/24/12 NNMC-62 1 PLUMBING

B2N5CZ
FRONT DOOR IN MAIN LOBBY ON THE HAND SIDE DOOR 
NEEDS RE ALIGNMENT SEE POC FOR EXACT DOOR B-62 -
WWP

EMERGENCY 11/28/12 NNMC-62 1 REPAIR

B2N5FT
RM A RIGHT NEXT TO SHOWER LIGHT THE CEILING IS 
LEAKING B-62 RM-106E -WWP

EMERGENCY 11/28/12 NNMC-62 1 PLUMBING

B2N5G4
BATHROOM IN THE LOBBY IS NOT FLUSHING B-62 RM-
106E -WWP

EMERGENCY 11/28/12 NNMC-62 1 PLUMBING

B2N5D6
MECH ROOM - NON PORTABLE WATER PIPE IS LEAKING 
B-62 RM-B201E -WWP

EMERGENCY 11/28/12 NNMC-62 1 PLUMBING

B2N5DD
WASHER WILL NOT RING AND IS MOVING SLOW B-62 
RM-214E -WWP

EMERGENCY 11/28/12 NNMC-62 1 REPAIR

B2N977 MOPBOARD NOT STICKING B-62 RM-204E -WWP EMERGENCY 11/30/12 NNMC-62 1 REPAIR

B2N94Z TILE REPLACE B-62 WEST WING -WWP EMERGENCY 11/29/12 NNMC-62 1 REPAIR

B2N954
SHOWER SEAL IN BATHROOM A NEEDS TO BE REPLACED 
B-62 RM-B311E -WWP

EMERGENCY 11/29/12 NNMC-62 1 REPAIR

B2N98C
BATHROOM TOILET KEEP OVER FLOWING WHEN 
FLUSHED - BLDG 62, RM 515 W -WWP

EMERGENCY 12/5/12 NNMC-62 4 PLUMBING
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B2NGXY
REPAINT BEHIND FRONT DESK- MUST BE DONE DURING 
THE DAY HOURS B-62 LOBBY -WWP

EMERGENCY 11/30/12 NNMC-62 1 FCA_PAINT

B2NKXJ MAIN DOOR HINGES IS OFF TRACK B-62 RM-304E -WWP EMERGENCY 12/10/12 NNMC-62 1 REPAIR

B2NKY3 REPAIR LAUNDRY DOOR B-62 RM-303W -WWP EMERGENCY 12/11/12 NNMC-62 1 FCA_STRU

B2NKY6
BOARD ON THE ONNING HAS COME OFF, REPAIR IF 
POSSIBLE B-62 OUTSIDE COURTYARD -WWP

EMERGENCY 12/11/12 NNMC-62 1 FCA_STRU

B2NKYL
BROKEN PUSH BAR  ON DOOR ON LEVEL B1 B-62 RM-B1 -
WWP

EMERGENCY 12/13/12 NNMC-62 1 REPAIR

B2NKW8 SMELL OF SMOKE AND BURNING RUBBER B-62 -AH EMERGENCY 12/13/12 NNMC-62 1 ELECTRICAL

B2NKGJ PHONE ISNT WORKING B-62 RM-312E -WWP EMERGENCY 1/3/12 NNMC-62 1 REPAIR

B2NKGK
EMERGENCY EXIT DOOR WILL NOT OPEN. REPAIR B-62 
RM-B307E -WWP

EMERGENCY 1/4/12 NNMC-62 1 REPAIR

B2NKGL
CAFE, HOODS IN KITCHEN ARE BROKEN  VENTALATION 
HEADS B-62 CAFE -WWP

EMERGENCY 1/5/12 NNMC-62 1 REPAIR

B2NKGN
305 WEST DRYER IS BLOWING OUT HOT AIR B-62 RM-
305W -WWP

EMERGENCY 1/5/12 NNMC-62 1 REPAIR

B2NKGR
STAIRWELL 1-2 ON EAST SIDE LEAK BETWEEN B1 AND B2 
LEVEL B-62 -WWP

EMERGENCY 1/5/12 NNMC-62 1 FCA_STRU

B2NKH3
TOUCH UP PAINT IN LIVING ROOM B-62 RM-204W -
WWP

EMERGENCY 1/11/12 NNMC-62 1 REPAIR

B2NKH7
SHOWER SEAL NEES TO BE PUT BACK ON B-62 RM-404W 
-WWP

EMERGENCY 1/12/12 NNMC-62 1 REPAIR

B2NKHG
RIGHT SIDE ELECTRICAL OUTLET NOT WORKING B-62 RM-
204B -WWP

EMERGENCY 1/15/12 NNMC-62 1 ELECTRICAL

B2NKHL
SWITCH DOOR HANDLE ON FRIDGE B-62 RM-511W -
WWP

EMERGENCY 1/16/12 NNMC-62 1 REPAIR

B2NKHM
SHOWER GASKETS COMING OFF IN BOTH BATHROOMS B-
62 RM-204W -WWP

EMERGENCY 1/16/12 NNMC-62 1 REPAIR

B2NLMM
OUTLET NOT WORKING IN ROOM A B-62 RM-217E -
WWP

EMERGENCY 1/17/12 NNMC-62 1 ELECTRICAL

B2NLMP LODGE OVEN HANDLE IS BROKEN B-62 KITCHEN -WWP EMERGENCY 1/17/12 NNMC-62 1 FCA_STRU

B2NLMR STEAMER NOT WORKING B-62 KITCHEN -WWP EMERGENCY 1/17/12 NNMC-62 1 FCA_STRU

B2NLMS CEILING TILE FELL DOWN B-62 DINING ROOM -WWP EMERGENCY 1/17/12 NNMC-62 1 FCA_STRU

B2NLN3
MIDDLE DEEP FAT FRYER IS NOT WORKING B-62 
KITCHEN -WWP

EMERGENCY 1/19/12 NNMC-62 1 FCA_STRU

B2NLNR
REPAIR HOLE IN WALL AND REPLACE STOPPER B-62 RM-
417E -WWP

EMERGENCY 1/23/12 NNMC-62 1 FCA_STRU

B2NLPK INSTALL CORKBOARD B-62 RM-3069 -WWP EMERGENCY 1/30/12 NNMC-62 1 FCA_STRU

B2NLPP
3 BOARDS NEED TO BE HUNG ON WALL B-62 RM-3086 -
WWP

EMERGENCY 1/30/12 NNMC-62 1 FCA_STRU

B2NM7S
CARPET TILE NEEDS TO BE SECURED B-62 RM-B311 -
WWP

EMERGENCY 2/1/12 NNMC-62 1 FCA_OTHER

B2NM7T
REMOVE SFE FROM SHELF TO FLOOR B-62 RM-112W -
WWP

EMERGENCY 2/1/12 NNMC-62 1 FCA_STRU

B2NM7V
DOOR AND LOCK NEEDS TO BE REPAIRED B-62 RM-418E -
WWP

EMERGENCY 2/2/12 NNMC-62 1 FCA_STRU
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B2NM82
SWITCH THE HANDLE ON THE REFRIGERATOR TO THE 
OTHER SIDE B-62 RM-311W -WWP

EMERGENCY 2/3/12 NNMC-62 1 FCA_STRU

B2NM7Y
NEED BLACK FIRE BOX MOUNTED. SEE POC FOR BOX B-
62 FRONT DESK -WWP

EMERGENCY 2/3/12 NNMC-62 1 FCA_STRU

B2NM85
WALL BEHIND TV IS DAMAGED /HOLE IN WALL B-62 RM-
313E -WWP

EMERGENCY 2/6/12 NNMC-62 1 FCA_STRU

B2NM8R
NEED 2 BULLETIN BOARDS HUNG ON WALL B-62 LOBBY -
WWP

EMERGENCY 2/10/12 NNMC-62 1 FCA_STRU

B2NM86
ABOVE THE SHOWER LIGHT, PANEL IS MISSIN B-62 RM-
313 -WWP

EMERGENCY 2/6/12 NNMC-62 1 FCA_STRU

B2NM9D
NEED PICTURES MOUNTED ON WALL B-62 RM-2015 -
WWP

EMERGENCY 2/16/12 NNMC-62 1 FCA_STRU

B2NM9W
TRAY DROP OFF RACK, SELVES BENT DISHWASH ROOM B-
62 RM-KITCHEN -WWP

EMERGENCY 2/17/12 NNMC-62 1 FCA_STRU

B2NM9J
NEEDS 2 PIECES OF ART WORK HUNG IIN THE LOBBY, I 
LARGE ART WORK AND 1 SMALL ART WORK B-62 LOBBY -
WWP

EMERGENCY 2/16/12 NNMC-62 1 FCA_STRU

B2NPVJ
ENTRANCE DOOR LOCKING MECHANISM 
MALFUNCTIONING - NNMC-62

EMERGENCY 12/19/12 NNMC-62 4 LOCKS

B2NPVR
SHOWER HEAD IN BATHROOM A BROKEN OFF - NNMC-
62, RM 304

EMERGENCY 10/6/12 NNMC-62 4 PLUMBING

B2NPW7 SHOWER HEAD BROKEN - NNMC-62, ROOM 112W EMERGENCY 10/13/12 NNMC-62 4 PLUMBING

B2NPYF
SHOWER HEAD NEEDS TO BE TIGHTENED IN BATHROOM 
B - NNMC-62, RM 413E

EMERGENCY 5/16/12 NNMC-62 4 REPAIR

B2NPYN
BATHROOM B SHOWER HEAD IS LOOSE & REPAIR 
BEDFRAME - NNMC-62, RM 611E

EMERGENCY 5/16/12 NNMC-62 4 PLUMBING

B2NNVR
NEED SPRING REMOVED FROM DOOR -DOOR NEEDS TO 
BE LIGHT FOR WOUNDED WARRIOR-B-62, RM-614, 
WWP

EMERGENCY 10/3/12 NNMC-62 4 REPAIR

B2NNWN
SHOWER HEAD IN BATHROOM A BROKEN OFF-B-62, RM-
304-WWP

EMERGENCY 10/6/12 NNMC-62 4 PLUMBING

B2NNWX SHOWER HEAD BROKEN, B-62, RM-112, WWP EMERGENCY 10/13/12 NNMC-62 4 PLUMBING

B2NNW6 FRIG MAKING NOISE,B-62, RM-204, WWP EMERGENCY 10/2/12 NNMC-62 4 HVAC

B2NNWK
ENTRANCE DOOR LOCKING MECHANISM 
MALFUNCTIONING,B-62, WWP

EMERGENCY 10/4/12 NNMC-62 4 REPAIR

B2NNVK
EXIT DOOR HANDICAP BUTTON NOT WORKING B-62 -
WWP

EMERGENCY 2/27/12 NNMC-62 1 FCA_STRU

B2NNVL
SPRAY HOSE ON SINK LEAKING B-62 MAIN KITCHEN -
WWP

EMERGENCY 2/27/12 NNMC-62 1 FCA_STRU

B2NNVM
SPRAY HOSE ON SINK LEAKING B-62 DISHWASH ROOM -
WWP

EMERGENCY 2/27/12 NNMC-62 1 FCA_STRU

B2NNVN FOOD STEAMER ISN'T WORKING B-62 KITCHEN -WWP EMERGENCY 2/27/12 NNMC-62 1 APPLIANCE

B2NNVP NEED WHITE BOARD HUNG B-62 RM-3025 -WWP EMERGENCY 2/27/12 NNMC-62 1 FCA_STRU

B2NNVW
CUTAIN ROD BROKE OFF IN BEDROOM B B-62 RM-B204E 
-WWP

EMERGENCY 2/27/12 NNMC-62 1 FCA_STRU

B2NPXR
LOCK NOT WORKING PROPERLY ON DOOR - NNMC-62, 
RM 3050

EMERGENCY 12/19/12 NNMC-62 4 LOCKS

B2NNW3 MICROWAVE NOT WORKING B-62 RM-114E -WWP EMERGENCY 2/28/12 NNMC-62 1 APPLIANCE
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B2NNW9 DOOR SQUEAKING B-62 RM-B07E -WWP EMERGENCY 2/29/12 NNMC-62 1 REPAIR

B2NNV9
SEAL AROUND DISHWASHER IS BROKEN & LEAKING-B-
62, RM-414-WWP

EMERGENCY 10/2/12 NNMC-62 4 PLUMBING

B2NRJX ALL TOILETS NOT FLUSHING - NNMC-62, 2084 EMERGENCY 5/17/12 NNMC-62 4 PLUMBING

B2NSBB CEILING CAVED IN B-62 -WWP EMERGENCY 12/26/12 NNMC-62 1 REPAIR

B2NR2M
BREAKER NEED TO BE RESET B-62 ACCROSS FROM RM 
2008 -WWP

SERVICE 12/17/12 NNMC-62 1 ELECTRICAL

B2NSF2
NEED CIRCUIT BREAKER RESET FOR THIS ROOM B-62 RM-
3021 -WWP

SERVICE 3/28/12 NNMC-62 1 ELECTRICAL

B2NRXC NO POWER B-62 RM-3018 -WWP SERVICE 3/13/12 NNMC-62 1 ELECTRICAL
B2NRYM POWER KEEPS TRIPPING B-62 RM-2027 -WWP SERVICE 3/12/12 NNMC-62 1 ELECTRICAL

B2NSF9 NEEDS 2 CABINETS PUT ON WALL B-62 RM-3028 -WWP SERVICE 3/29/12 NNMC-62 1 STRUCTURAL

B2NSFH
HANDLE BROKE OFF KITCHEN SINK B-62 RM-412W -
WWP

SERVICE 3/30/12 NNMC-62 1 STRUCTURAL

B2NTMX
HANDLE TO KITCHEN SINK CAME OFF B-62 RM-104W -
WWP

SERVICE 4/30/12 NNMC-62 1 STRUCTURAL

B2NR2W SHOWER NEEDS TO BE RESEALED B-62 RM-303 -WWP SERVICE 12/17/12 NNMC-62 1 PLUMBING

B2NPYZ
SHOWER SEAL NEEDS TO BE RE-CORKED B-62 RM-105W -
WWP

SERVICE 3/5/12 NNMC-62 1 PLUMBING

B2NSFF
RECAULK CEILING IN BATHROOM A AND B B-62 RM-613E 
-WWP

SERVICE 3/29/12 NNMC-62 1 PLUMBING

B2NSFG
RECAULK CEILING IN BATHROOM A AND B B-62 RM-613E 
-WWP

SERVICE 3/29/12 NNMC-62 1 PLUMBING

B2NRXS
SHOWER SEAL NEEDS TO BE ECAULK ON A SIDE B-62 RM-
105E -WWP

SERVICE 3/14/12 NNMC-62 1 PLUMBING

B2NSFN
CEILING IS PEELING IN BATHROOM B B-62 RM-218W -
WWP

SERVICE 4/2/12 NNMC-62 1 STRUCTURAL

B2NTN6 CEILING LEAK B-62 WARRIOR CAFE -WWP URGENT 5/10/12 NNMC-62 1 STRUCTURAL

B2NPYY DISHWASHER DOOR WON'T OPEN B-62 RM-314E -WWP SERVICE 3/5/12 NNMC-62 1 APPLIANCE

B2NR24 GARBAGE DISPOSAL NOT WORKING - NNMC-62, 516 SERVICE 5/17/12 NNMC-62 2 APPLIANCE

B2NSF7 FRONT DOOR HINGE IS BROKEN B-62 RM-414E -WWP SERVICE 3/29/12 NNMC-62 1 STRUCTURAL

B2NSFJ
CLOSURE TO FRONT DOOR NEEDS TO BE RECONNECTED 
B-62 RM-414W -WWP

SERVICE 3/30/12 NNMC-62 1 STRUCTURAL

B2NTM7
DOOR COMING OFF HINGES.B-62 RM-B122E, B123E -
WWP

SERVICE 4/17/12 NNMC-62 1 STRUCTURAL

B2NTMC DOOR NEEDS HANDLE REPLACED. B-62 RM-203E -WWP SERVICE 4/19/12 NNMC-62 1 STRUCTURAL

B2NTMY
MAIN DOORS LOOSE AND NOT IN LINE B-62 LOBBY -
WWP

SERVICE 5/1/12 NNMC-62 1 STRUCTURAL

B2NTJ3 CLOGGED DRAIN IN KITCHEN B-62 CAFE -WWP URGENT 12/26/12 NNMC-62 1 PLUMBING

B2NSFP
FAUCET CAME OFF ON KITCHEN SINK B-62 RM-218W -
WWP

SERVICE 4/2/12 NNMC-62 1 PLUMBING

B2NRY6 KITCHEN FAUCET HANDLE BROKEN B-62 RM-103E -WWP SERVICE 3/21/12 NNMC-62 1 PLUMBING

B2NTMR KITCHEN FAUCET LEAKING B-62 RM-212W -WWP SERVICE 4/26/12 NNMC-62 1 PLUMBING
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B2NPZ8 GARBAGE DISPOSAL CLOGGED B-62 RM-513W -WWP URGENT 3/6/12 NNMC-62 1 PLUMBING

B2NPYT SHOWER HEAD LEAKING. B-62 RM-213W -WWP URGENT 3/2/12 NNMC-62 1 PLUMBING

B2NSDN
SINK LEAKING IN KITCHEN AND FAUCET FELL OFF B-62 
RM-505W -WWP

URGENT 3/21/12 NNMC-62 1 PLUMBING

B2NSDX
SHOWER HEAD CAME OFF. FAUCET LOOSE IN KITCHEN 
SINK B-62 RM-118E -WWP

SERVICE 3/27/12 NNMC-62 1 PLUMBING

B2NSSM
SHOWER HEAD ISNT WORKING IN BATHROOM B, WHEN 
TURN ON COLD WATER IN SINK, SHOWER HEAD WORKS 
B-62 RM-318W -WWP

SERVICE 12/28/12 NNMC-62 1 PLUMBING

B2NRYJ PLUM - CLOGGED TOILET B-62 RM-318E -WWP SERVICE 3/10/12 NNMC-62 1 PLUMBING

B2NSD9
BATHROOM A HAS A LOOSE SHOWER HEAD B-62 RM-
303 -WWP

SERVICE 12/26/12 NNMC-62 1 PLUMBING

B2NTN2
TOILET NOT WORKING. SEAT CAME OFF B-62 RM-2082 -
WWP

SERVICE 5/7/12 NNMC-62 1 PLUMBING

B2NTN3
SHOWER KNOB LOOSE IN BATHROOM A & B B-62 RM-
603E -WWP

SERVICE 5/7/12 NNMC-62 1 PLUMBING

B2NTN4 TOILET SEAT IS OFF. B-62 RM-MENS ROOM -WWP SERVICE 5/8/12 NNMC-62 1 PLUMBING
B2NTMD SHOWER HEAD BROKEN. B-62 RM-112W -WWP SERVICE 4/19/12 NNMC-62 1 PLUMBING
B2NTN7 SINK IS NOT DRAINING B-62 RM-411W -WWP URGENT 5/11/12 NNMC-62 1 PLUMBING
B2NTMK STOPPED UP TOILET B-62 RM-306E -WWP SERVICE 4/23/12 NNMC-62 1 PLUMBING
B2NTML SHOWERHEAD BROKEN B-62 RM-406W -WWP SERVICE 4/24/12 NNMC-62 1 PLUMBING

B2NTMV
SHOWERHEAD LOOSE IN BATHROOM A B-62 RM-117W -
WWP

SERVICE 4/30/12 NNMC-62 1 PLUMBING

B2NTXG
SHOWER HEAD NEEDS TO BE TIGHTENED - NNMC-62, 
504 WEST

SERVICE 5/18/12 NNMC-62 2 PLUMBING

B2NTMJ BROKEN BED. B-62 RM-311W -WWP SERVICE 4/20/12 NNMC-62 1 STRUCTURAL
B2NTMN RAMP IS NOT LEVEL B-62 LOADING DOCK SERVICE 4/25/12 NNMC-62 1 STRUCTURAL

B2NTMS
SHOWER HEAD LEAKING/ GARBAGE DISPOSAL NOT 
WORKING B-62 RM-104E -WWP

SERVICE 4/27/12 NNMC-62 1 PLUMBING

B2NSFL SHOWER HOSE LEAKING IN BATHROOM A SERVICE 4/2/12 NNMC-62 1 PLUMBING

B2NTMB
PLUM - SHOWER HOSE HAS BUSTED B-62 RM-241B -
WWP

SERVICE 4/18/12 NNMC-62 1 PLUMBING

B2NTXJ
WATER TURNING PINK WHEN RUNNING - NNMC-62, 515 
WEST

URGENT 5/18/12 NNMC-62 3 PLUMBING

B2NRC5 LIGHT REPLACEMENTS,NNMC-62,MULTIPLE SERVICE 11/13/12 NNMC-62 2 ELECTRICAL
B2NPZZ LIGHT OUT IN KITCHEN, B-62, RM-416- WWP SERVICE 10/27/12 NNMC-62 2 ELECTRICAL

B2MSJ7 LIGHT BULB NEED REPLACE B-62 1ST FLOOR WEST WING SERVICE 11/26/12 NNMC-62 1 ELECTRICAL

B2NPZB
LIGHT BULBS IN BATHROOM NEED TO CHANGED B-62 
RM-105E -WWP

SERVICE 3/7/12 NNMC-62 1 ELECTRICAL

B2NSDT LIGHT OUT B-62 RM-2022 -WWP SERVICE 3/27/12 NNMC-62 1 ELECTRICAL

B2NSF5
LIGHT IS OUT IN ROOM, SENSOR LIGHT B-62 RM-604E -
WWP

SERVICE 3/28/12 NNMC-62 1 ELECTRICAL

B2NRXK
BATHROOM LIGHT OUT & SHOWER LEAK B-62 RM-211E -
WWP

SERVICE 3/13/12 NNMC-62 1 ELECTRICAL

B2NRYN LIGHT BULB OUT IN BATHROOM B-62 RM-418E -WWP SERVICE 3/12/12 NNMC-62 1 ELECTRICAL

B2NTJ7
BATHROOM B SENSOR LIGHT NEEDS TO BE REPLACED B-
62 RM-303E -WWP

SERVICE 12/28/12 NNMC-62 1 ELECTRICAL

B2NTN5
SHOWER LIGHTS ARE BLINKING ON AND OFF B-62 
VARIOUS -WWP

SERVICE 5/9/12 NNMC-62 1 ELECTRICAL

B2NTMF
BATHROOM A LIGHT SENSOR IS NOT WORKING B-62 RM-
211E -WWP

SERVICE 4/19/12 NNMC-62 1 ELECTRICAL
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B2NTMP
REPAIR/REPLACE MICROWAVES B-62 RM-118W, B313E -
WWP

SERVICE 4/25/12 NNMC-62 1 APPLIANCE

B2NPYW NO WATER TO 1ST SINK B-62 RM-2085 -WWP SERVICE 3/2/12 NNMC-62 1 PLUMBING

B2NSDP
LEAKING IN PIPES IN KITCHEN AND ALSO DOOR SWEAP 
NEEDS TO BE ADJUSTED B-62 KITCHEN & BASEMENT

URGENT 3/21/12 NNMC-62 1 PLUMBING

B2NRXL
3 DRAINAGE PIPES TO SINK ARE DISCONNECTED B-62 
KITCHEN -WWP

SERVICE 3/14/12 NNMC-62 1 PLUMBING

B2NRXN LEAK IN SINK B-62 KITCHEN -WWP SERVICE 3/14/12 NNMC-62 1 PLUMBING

B2NRXW
LEAKING PIPE AND SIGNS OF MOLD B-62 RM-HALLWAY 
1ST FLOOR -WWP

URGENT 3/15/12 NNMC-62 1 PLUMBING

B2NPZK
BASEMENT HALLWAYS OUTLETS IS NOT WORKING B-62 
BASEMENT -WWP

SERVICE 3/7/12 NNMC-62 1 ELECTRICAL

B2NPZT
POWER OUTAGE IN HALF THE ROOM b-62 rm-2024 -
wwp

URGENT 3/8/12 NNMC-62 1 ELECTRICAL

B2NRTS
OVER HEAD LIGHT ON STOVE NOT WORKING - NNMC-
62, 117 WEST

SERVICE 5/18/12 NNMC-62 2 APPLIANCE

B2NSDR
INSTALL LOCKS, ENTERING CAFE, 2 SETS OF DOUBLE 
DOORS B-62 CAFE -WWP

SERVICE 3/23/12 NNMC-62 1 LOCKS

B2NRXY
3 DOOR HANDLES LOOSE ON REFRIDGERATORS B-62 
KITCHEN -WWP

SERVICE 3/15/12 NNMC-62 1 APPLIANCE

B2NSJ2 FRIG MAKING LOUD NOISE, NNMC-62, ROOM 204-WWP SERVICE 11/3/12 NNMC-62 2 APPLIANCE

B2NTMW
WOULD LIKE FRIDGE HANDLE DOOR TO BE REVERSED 
FOR WHEELCHAIR ACCESS B-62 RM-214W -WWP

SERVICE 4/30/12 NNMC-62 1 APPLIANCE

B2NR2N PATCH AND PAINT LIVINGROOM B-62 RM-105W -WWP SERVICE 12/17/12 NNMC-62 1 FCA_STRU

B2NSFB HANG WHITE BOARD B-62 HALLWAY -WWP SERVICE 3/29/12 NNMC-62 1 STRUCTURAL
B2NSFC NEED WHITE BOARD HUNG B-62 RM-3005 -WWP SERVICE 3/29/12 NNMC-62 1 STRUCTURAL

B2NSFD
NEED WHITE BOARDS SECURED AT BOTTOM. SAFETY 
HAZZARD FOR WARRIORS IN WHEELCHAIRS B-62 
HALLWAY -WWP

SERVICE 3/29/12 NNMC-62 1 STRUCTURAL

B2NPZP
EXHAUST FAN AND LEFT BURNER NOT WORKING ON 
STOVEB-62, RM-203-WWP

SERVICE 10/21/12 NNMC-62 2 APPLIANCE

B2NTM8
GRILL IN KITCHEN WON'T COME ON. B-62 WARRIOR 
CAFE -WWP

SERVICE 4/17/12 NNMC-62 1 APPLIANCE

B2NPYX TOO COLD. B-62 RM-517E -WWP SERVICE 3/3/12 NNMC-62 1 HVAC

B2NPZ5
EXTREMELY HOT/ ABT 7O DEGREES, CAN NOT CONTROL 
THE HEAT B-62 RM-3031 -WWP

SERVICE 3/5/12 NNMC-62 1 HVAC

B2NSDS TOO COLD B-62 AUSTIN PLAY ROOM -WWP URGENT 3/27/12 NNMC-62 1 HVAC

B2NSDZ
PLEASE ADJUST TEMP. RIGHT NOW 62 DEGRESS B-62 RM-
2001 -WWP

URGENT 3/28/12 NNMC-62 1 HVAC

B2NSF3 RESIDENT DOESN'T HAVE ANY A/C B-62 RM-417E -WWP URGENT 3/28/12 NNMC-62 1 HVAC

B2NSF4 NO HEAT B-62 RM-504E -WWP SERVICE 3/28/12 NNMC-62 1 HVAC
B2NSF6 NO HEAT B-62 RM-211E -WWP SERVICE 3/28/12 NNMC-62 1 HVAC

B2NRXM TOO HOT B-62 BASEMENT AUSTINS PLAY ROOM -WWP SERVICE 3/14/12 NNMC-62 1 HVAC

B2NRXT TOO HOT B-62 RM-204E -WWP SERVICE 3/14/12 NNMC-62 1 HVAC
B2NRY3 TOO HOT IN STORAGE ROOM B-62 RM-B101 -WWP SERVICE 3/15/12 NNMC-62 1 HVAC
B2NRYK A/C DOES NOT WORK B-62 RM-612E -WWP SERVICE 3/11/12 NNMC-62 1 HVAC
B2NTJ5 COLD B-62 RM-B307E -WWP SERVICE 12/26/12 NNMC-62 1 HVAC
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B2NTHZ
HEAT NOT WORKING (LEFT SIDE OF ELEVATOR) B-62 -
WWP

SERVICE 12/26/12 NNMC-62 1 HVAC

B2NTMZ TOO HOT IN AUSTIN'S PLAYROO B-62 RM-B3 -WWP SERVICE 5/4/12 NNMC-62 1 HVAC

B2NTMT TOO HOT ENTIRE FLOOR B-62 RM-2ND FLOOR -WWP SERVICE 4/30/12 NNMC-62 1 HVAC

B2NTMG FOUR TILES IN HALLWAY IS COMING UP B-62 -WWP SERVICE 4/20/12 NNMC-62 1 STRUCTURAL

B2NSDW VENTILATION SYSTEM GOING OFF B-62 KITCHEN -WWP SERVICE 3/27/12 NNMC-62 1 HVAC

B2NSF8
BEDROOM B NEEDS CURTAINS RE HUNG B-62 RM-514E -
WWP

SERVICE 3/29/12 NNMC-62 1 STRUCTURAL

B2NTK7
WALL IS CRACKING, NEEDS TO BE FIXED/REPAIRED B-62 
RM-3013 -WWP

SERVICE 12/26/12 NNMC-62 1 STRUCTURAL

B2NTMM NEED 2 FRAMES HUNG B-62 RM-2008 -WWP SERVICE 4/25/12 NNMC-62 1 STRUCTURAL

B2NPZH
CLOSET DOOR TO WASHER/DRYER IS BROKEN B-62 RM-
112E -WWP

SERVICE 3/7/12 NNMC-62 1 APPLIANCE

B2NPZC
CLOSET DOORS THAT CLOSE OFF WASHER/DRYER ARE 
OFF TRACK B-62 RM-E203 -WWP

SERVICE 3/7/12 NNMC-62 1 REPAIR

B2NPZM CEILING TILE LEAKING AND TILE IS HANGING B-62 -WWP URGENT 3/8/12 NNMC-62 1 REPAIR

B2NPYV
POC NEEDS CORK BOARD MOUNTED. B-62 RM-3027 -
WWP

SERVICE 12/20/12 NNMC-62 1 FCA_STRU

B2NPZ2
DOOR IS OFF TRACK TO WASH ROOM B-62 RM-515W -
WWP

SERVICE 3/5/12 NNMC-62 1 REPAIR

B2NPZ3 MULTIPLE B-62 RM-B307E -WWP SERVICE 12/20/12 NNMC-62 1 REPAIR

B2NPZ4 SENSOR LIGHT WILL NOT TURN OFF,B-62, RM-112- WWP SERVICE 10/13/12 NNMC-62 2 ELECTRICAL

B2NPZ7
TOO HOT IN AUSTINS PLAYROOM, B-62, RM-B307 East, 
WWP

SERVICE 10/15/12 NNMC-62 2

B2NPZ9 SINK LEAKING, B-62, RM-506- WWP URGENT 10/15/12 NNMC-62 3 PLUMBING

B2NPZD
SHOWER HEAD LOOSE, SHOWER SEAL NEEDS TO BE 
REPLACED, B-62, RM-405- WWP

SERVICE 10/18/12 NNMC-62 2 PLUMBING

B2NPZG ICE MACHINE LEAKING, B-62, Cafe SERVICE 10/20/12 NNMC-62 2 PLUMBING

B2NPZS
SEWAGE SMELL IN FEMALE BATHROOM, ARMY OFFICE 
SIDE,B-62, RM-Ladies room- WWP

SERVICE 10/23/12 NNMC-62 2

B2NRK2
TOILET NOT FLUSHING, NO WATER IN TOLIET - NNMC-
62, 511 WEST

SERVICE 5/17/12 NNMC-62 2 PLUMBING

B2NRNB
OVER HEAD LIGHT ON STOVE NOT WORKING - NNMC-
62, 117 WEST

SERVICE 12/21/12 NNMC-62 2

B2NSDV MOUNT TV B-62 RM-2019 -WWP SERVICE 3/27/12 NNMC-62 1 STRUCTURAL
B2NSDY NO HEAT IN ROOM B-62 RM-612E -WWP SERVICE 3/28/12 NNMC-62 1
B2NSSN SINK IS CLOGGED B-62 KITCHEN -WWP URGENT 4/3/12 NNMC-62 1
B2NSSP TOO COLD B-62 RM-417E -WWP URGENT 4/3/12 NNMC-62 1
B2NSSR TOO HOT B-62 RM-219W -WWP URGENT 4/3/12 NNMC-62 1
B2NSSS POWER OUTAGE B-62 RM-2043 -WWP SERVICE 4/4/12 NNMC-62 1

B2NSST
CLOSET DOOR OFF TRACK WHERE WASHER & DRYER IS B-
62 RM-305E -WWP

SERVICE 4/4/12 NNMC-62 1

B2NSTB
GARBAGE DISPOSAL NOT WORKING B-62 RM-615E -
WWP

SERVICE 4/10/12 NNMC-62 1

B2NSTC
RM 218E SHOWER SEAL BROKEN AND BED IS BROKEN. B-
62 RM-218 & 514 E -WWP

SERVICE 4/12/12 NNMC-62 1
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B2NSTD
REFRIGERATOR NEEDS LIGHT BULB REPLACED. B-62 RM-
118 -WWP

SERVICE 4/12/12 NNMC-62 1

B2NSTF
A/C NOT WORKING. AIR WON'T STOP BLOWING. B-62 
RM-505W -WWP

SERVICE 4/13/12 NNMC-62 1

B2NSTG
GARBAGE DISPOSAL NOT WORKING. B-62 RM-203W -
WWP

SERVICE 4/15/12 NNMC-62 1

B2NSTH
SENSOR LIGHT OUT IN RM A. VENT BLOWING OUT ALOT 
OF DUST RM A B-62 RM-604E -WWP

SERVICE 4/16/12 NNMC-62 1

B2NSSV
DOORS ON EAST SIDE HAVE ALARMS SOUNDING WHEN 
DOORS ARE ENTERED OR EXITED. B-62

URGENT 4/4/12 NNMC-62 1

B2NSSW BROKEN TOILET SEAT B-62 RM-307E -WWP SERVICE 4/5/12 NNMC-62 1

B2NSSX
LAUNDRY ROOM DOOR IS BROKEN B-62 RM-116W -
WWP

SERVICE 4/5/12 NNMC-62 1

B2NSSY
FAUCET HANDLE CAMEOFF AND IS LEAKING WATER B-62 
RM-3096 -WWP

URGENT 4/5/12 NNMC-62 1

B2NSSZ A/C AN WONT STOP RUNNING B-62 RM-505W -WWP SERVICE 4/5/12 NNMC-62 1

B2NST2 NEED PICTURE FRAME HUNG B-62 RM-3013 -WWP SERVICE 4/6/12 NNMC-62 1

B2NST3
AC NOT BLOWING COLD AIR ONE ROOM B-62 RM-505W -
WWP

SERVICE 4/6/12 NNMC-62 1

B2NST4
RUBBER GASKET IS COMING OFF NEEDS TO BE RE- SEAL 
B-62 RM-104E -WWP

SERVICE 4/6/12 NNMC-62 1

B2NST5 BED FRAME IS LOOSE B-62 RM-218E -WWP SERVICE 4/6/12 NNMC-62 1

B2NST6 VENT OVER STOVE NOT WORKING B-62 RM-403E -WWP SERVICE 4/9/12 NNMC-62 1

B2NST7
SENSOR FOR FAUCET IN BATHROOM IS NOT WORKING. 
CAN NOT GET ANY WATER. B-62 RM-1026 -WWP

SERVICE 4/9/12 NNMC-62 1

B2NST8
AUTOMATIC LIGHT IN BATHROOM A NOT WORKING B-
62 RM-606E -WWP

SERVICE 4/9/12 NNMC-62 1

B2NST9 KITCHEN SINK CLOGGED B-62 RM-417E -WWP URGENT 4/10/12 NNMC-62 1

B2NSTJ
BED FRAME NEEDS TO BE TIGHTENED. NEED A DOOR 
CLOSURE B-62 RM-214W -WWP

SERVICE 4/16/12 NNMC-62 1

B2NSTK
GARBAGE DISPOSAL NOT WORKING B-62 RM-212E -
WWP

SERVICE 4/16/12 NNMC-62 1

B2NSTL LIGHT OUT B-62 RM-EAST WING HALLWAY -WWP SERVICE 4/17/12 NNMC-62 1

B2NSTN
SHOWERHEAD WON'T STAY UP AND DOESN'T WORK 
PROPERLY B-62 RM-513E -WWP

SERVICE 4/17/12 NNMC-62 1

B2NSTP
HOOD FAN OVER STOVE NOT WORKING B-62 RM-513E -
WWP

SERVICE 4/17/12 NNMC-62 1

B2NRXD
WHEN BOARD WAS HUNG DAMAGED THE WALL PLEASE 
FIX B-62 FRONT DESK -WWP

SERVICE 3/13/12 NNMC-62 1 REPAIR

B2NRXF
DOOR STOPPER BEHIND THE DOOR IS SINKING INTO THE 
WALL B-62 RM-111E -WWP

SERVICE 3/13/12 NNMC-62 1 REPAIR

B2NRXG
TAKE MOUNTED BOARD DOWN AND FIX ANY DAMAGE B-
62 RM-3106 -WWP

SERVICE 3/13/12 NNMC-62 1 REPAIR

B2NRXH
NEED FILE HOLDERS REMOVED FROM WALL B-62 FRONT 
DESK -WWP

SERVICE 3/13/12 NNMC-62 1 REPAIR

B2NRXJ
NEED BULLETIN BOARD HUNG BETWEEN RM 3008 AND 
3009 B-62 -WWP

SERVICE 3/13/12 NNMC-62 1 REPAIR

B2NRXP
SCREEN OUT OF WINDOW ROOM B NEEDS TO BE PUT 
BACLK ON B-62 RM-413E -WWP

SERVICE 3/14/12 NNMC-62 1 REPAIR

B2NRXR
STOVE TOP NOT WORKING RIGHT. PLATE GETS TOO HOT 
TOO FAST B- 62 RM-412E -WWP

SERVICE 3/14/12 NNMC-62 1 REPAIR
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B2NRXV
BATHROON DOOR HANDLE BROKE ON A SIDE B-62 RM-
117E -WWP

SERVICE 3/14/12 NNMC-62 1 REPAIR

B2NRXX
TAKE SCREW OUT OF WALL. ALSO HANG BOARD B-62 
FRONT DESK -WWP

SERVICE 3/15/12 NNMC-62 1 REPAIR

B2NRXZ MOUNT 2 DRY ERASE BOARDS B-62 RM-3035 -WWP SERVICE 3/15/12 NNMC-62 1 REPAIR

B2NRY2 HANG 2 CORK BOARDS B-62 RM-3024 -WWP SERVICE 3/15/12 NNMC-62 1 REPAIR

B2NRY4
WALL NEEDS TO BE PAINTED AT FRONT DESK B-62 
FRONT DESK -WWP

SERVICE 3/20/12 NNMC-62 1 FCA_PAINT

B2NRY5
THE SHOWER HOSE IN BATHROOM "A" IS BROKEN B-62 
RM-103E -WWP

SERVICE 3/21/12 NNMC-62 1 PLUMBING

B2NRY7
THE SHELF HOLDER IN KITCHEN CABINET IS MISSING B-
62 RM-103E -WWP

SERVICE 3/21/12 NNMC-62 1 REPAIR

B2NRY8
MOVE OILMAN CONTROL BOX TO ANOTHER SPOT ON 
THE WALL B-62 FRONT DESK -WWP

SERVICE 3/21/12 NNMC-62 1 REPAIR

B2NRYF HANG BOARD ON WALL B-62 RM-3029 -WWP SERVICE 12/26/12 NNMC-62 1 REPAIR

B2NRYG
BATHROOM DOOR SLAMS WHEN BEING CLOSED B-62 
RM-112 -WWP

SERVICE 3/8/12 NNMC-62 1 REPAIR

B2NRYP
BULLETIN BOARD NEEDS TO BE HUNG B-62 FRONT DESK -
WWP

SERVICE 3/12/12 NNMC-62 1 ELECTRICAL

B2NRYS
WEST SIDE HANDICAP BUTTON ISNT WORKING (SIDE BY 
ATM) B-62 LOBBY -WWP

SERVICE 3/12/12 NNMC-62 1 ELECTRICAL

B2NSB7
PLEASE BRING WET VAC DUE TO CEILING LEAK B-62 RM-
114 -WWP

SERVICE 12/26/12 NNMC-62 1 REPAIR

B2NSB9
NEED OFFICE RE PAINTED - SEE POC FOR OFFICE 
LOCATION

SERVICE 12/19/12 NNMC-62 1 FCA_PAINT

B2NSBN
PATCH AND PAINT THROUGHOUT ROOM B-62 RM-103E -
WWP

SERVICE 12/26/12 NNMC-62 1 FCA_STRU

B2NSBP MINOR PATCH AND PAINT B-62 RM-B102E -WWP SERVICE 12/20/12 NNMC-62 1 REPAIR
B2NSBR MINOR PATCH AND PAINT B-62 RM-B303E -WWP SERVICE 12/26/12 NNMC-62 1 REPAIR
B2NS9L WWP- SEVERAL ISSUES B-62 RM-513 -WWP SERVICE 12/18/12 NNMC-62 1 REPAIR

B2NS9H
WINDOW WILL NOT SHUT IN BEDROOM B B-62 WW 
CAFE -WWP

SERVICE 12/18/12 NNMC-62 1 REPAIR

B2NSGH SINK LEAKING FROM HOSE, B-62, RM-113- WWP URGENT 10/29/12 NNMC-62 3 PLUMBING
B2NSTV CARPET NEEDS TO CLEANED B-62 RM-B111E -WWP SERVICE 4/17/12 NNMC-62 1

B2NSTX
POWER OUTLET ABOVE THE DISHWASHER NOT 
WORKING B-62 RM-B111E -WWP

SERVICE 4/17/12 NNMC-62 1

B2NSHV WATER LEAK,NNMC-62, ROOM 516-WWP URGENT 10/29/12 NNMC-62 3 PLUMBING
B2NSJ7 HEAR WATER IN WALLS, B-50, RM-220, WWP URGENT 1/6/12 NNMC-62 2 PLUMBING

B2NSGZ
WATER LEAKING IN NORTH SIDE STAIRWELL , B-62, 
Stairwell- WWP

URGENT 10/29/12 NNMC-62 3 PLUMBING

B2NSGW LEAK NEAR EAST SIDE ELEVATOR, B-62, Hallway- WWP URGENT 10/29/12 NNMC-62 3 PLUMBING

B2NTJJ INTERCOM SYSTEM IS DOWN B-62 FRONT DESK -WWP URGENT 12/26/12 NNMC-62 1 ELECTRICAL

B2NTJL
PATCH AND PAINT LIVING ROOM B BETWEEN CLOSET B-
62 RM-311W -WWP

SERVICE 12/26/12 NNMC-62 1 FCA_PAINT

B2NTK3 SEE DESCRIPTION BOX B-62 RM-311W -WWP SERVICE 12/26/12 NNMC-62 1 PLUMBING
B2NTM9 SAFE IS NOT WORKING. B-62 RM-617E -WWP SERVICE 4/18/12 NNMC-62 1 REPAIR
B2NTXK LEAKING TOILET IN ROOM B - NNMC-62, 504 WEST SERVICE 5/18/12 NNMC-62 2 PLUMBING

B2NTX5
SHOWER HEAD NEEDS TO BE TIGHTEN - NNMC-62, 504 
WEST

SERVICE 12/31/12 NNMC-62 2

B2NTXH
SHOWER FLOOR STRIPPED NEEDED TO BE RE-CAULKED - 
NNMC-62, 212 EAST

SERVICE 5/18/12 NNMC-62 2 PLUMBING
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B2NTR7 CLOGGED SINK B-62 RM-3065 SERVICE 12/31/12 NNMC-62 1 PLUMBING

B2MTDB
LIGHT OUT - BLDG 62 - 2ND FLOOR - BETWEEN 213E & 
215E

ROUTINE 11/27/12 NNMC-62 2 ELECTRICAL



J-1502000-05 Historical Service Orders FY12
NAVFAC

318 of 322

Work 
Order

Description Sub Work Type Location Priority Failure Class

B2668H ICE MACHINE NOT WORKING SERVICE 1/6/12 NNMC-16 1 REPAIR
B2CBYN HVAC - SERVICE DUCTWORK - BLDG 16, RM 1019 SERVICE 5/18/12 NNMC-16 2 HVAC
B2FRNH LOCKS - DOOR WON'T OPEN - BLDG 16, DOOR 107 SERVICE 7/6/12 NNMC-16 2 LOCKS
B2665P LOCK - REMOVE TUMBLER URGENT 1/6/12 NNMC-16 2 LOCKS
B26HY2 PLUM - REPLACE A BUBBLER - BLDG 16, BY DOOR 102 URGENT 1/11/12 NNMC-16 2 PLUMBING
B29VWN GENM-REPAIR/REPLACE DOOR LOCK SERVICE 3/15/12 NNMC-16 1 REPAIR
B2K7CR Locks- UEM SERVICE 10/4/12 NNMC-16 4 LOCKS
B2NMGP WINDOW LATCHES - BLDG 16, RM 1014 SERVICE 12/18/12 NNMC-16 2 REPAIR
B2BKBJ ELEC-REPAIR/REPLACE EMERGENCY EXIT SIGNS SERVICE 4/13/12 NNMC-16 1 ELECTRICAL

B2BKBK GENM-CAULK CONCRETE AND REPLACE CEILING TILES SERVICE 4/13/12 NNMC-16 1 REPAIR

B2GXVT GENM - WINDOW LATCHES - BLDG 16, RM 1014 SERVICE 8/3/12 NNMC-16 2 LOCKS
B2JLMB locks- NSAB Utilities ROUTINE 8/30/12 NNMC-16 4 LOCKS

Reported 
Date
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B27GX7 ELEC- ELECTRICAL OUTLETS INSTALLED MINOR 1/11/12 NNMC-000
B2JVVJ IDIQ- PREP BUILDINGS FOR VIP VISIT MINOR 9/11/12 NNMC-000 1

B2JVX5
RBOS-Make repairs to various fire alarm systems from 
deficiency reports as noted by fire inspectors and 
COMUNAL/BFPE personnel

MINOR 9/11/12 NNMC-000 1

B2KJN4
TV Mount Reinforcement, Patching, Painting and 
electrical outlets.  DALECARLIA FREEMONT BLDG

MINOR 10/11/12 NNMC-000 1

B2BLPX
Install electrical outlets for reception areas in bldg 51 
NICO  IDQ emcor

MINOR 4/18/12 NNMC-000 1

B2C7XF Repair/Replacement of Gate 5 MINOR 5/16/12 NNMC-000 1

B2GVMW
PROJDEV-B-62 153 RESIDENCE SUITES - INSTALL 
PEEPHOLES AT ENTRANCE DOORS

MINOR 8/1/12 NNMC-000 2 PROJ MGT

B2JPRS
IDIQ-ELECTRICAL OUTLETS AND DATA DROPS FOR NEW 
KIOSK UNITS

MINOR 9/4/12 NNMC-000

B2JPS3 IDIQ-Freemont Building Elevator Deficiencies MINOR 9/4/12 NNMC-000 2

B2K49V
DELECARLIA IDIQ Repair Chilled Water Pipe Leaking at 
Dalecarlia

MINOR 9/26/12 NNMC-000 1

B2MT8G
IDIQ-IN-BOUND GREEN LANE LIGHTS NOT WORKING - 
NORTH GATE

MINOR 11/27/12 NNMC-000 2 ELECTRICAL

B29NXS SUBJECT: WALL TEAR DOWN MINOR 3/8/12 NNMC-000 1 DMLSS
B29NXT SUBJECT: HANDICAP AUTO DOOR INSTALLATION MINOR 3/8/12 NNMC-000 1 DMLSS

B29P2B SUBJECT: EXTEND COUNTERTOP/EXPOSED COVERPIPE MINOR 3/9/12 NNMC-000 1 DMLSS

B2FLVZ
install new electrical outlets in Main Operating Center 
Core IDQ EMCOR

MINOR 7/2/12 NNMC-000 1

B2HCFD IDIQ-HVAC -DALECARLIA - RUTH AND WARREN BLDGS MINOR 8/13/12 NNMC-000 2

B2JHFK IDIQ - Repair Liebert Unit - Dalecarlia MINOR 8/24/12 NNMC-000 1
B2K4TG NTP- Repair HVAC System, Ruth and Warren Building MINOR 9/27/12 NNMC-000 1
B2B22J ELEC - Install Additional Electrical Outlets MINOR 3/20/12 NNMC-11 1
B2B4MV GENM - Renew finishes in rooms MINOR 3/22/12 NNMC-11 1
B2BMJP BLDG 13 Minor Basement Renovation MINOR 4/19/12 NNMC-13 1

B2BR86
PROJ-RENOVATION OF FACILITIES MANAGEMENT 
DEPARTMENT LOCATED IN B-14 MAIN FLOOR.

MINOR 4/26/12 NNMC-14 1 PROJ MGT

B27XPX
INSTALL EMERGENCY GENERATOR - REPL ALTERNATOR 
END & EXCITER

MINOR 2/3/12 NNMC-203

B2BTS4 PROJ-Remove and Replace Trees MINOR 4/30/12 NNMC-26 1 GROUNDS

B2CSWS
PLUM - CHANGE WATER FILTERS - BLDG 26, All water 
fountains/bubblers in rooms and hallways

MINOR 6/12/12 NNMC-26 2

B2LVB3 IDIQ-COLD CALL BLDG 31 NEX BLDG MCDONALDS MINOR 11/2/12 NNMC-31 1 HVAC
B2FT7N HVAC-REPAIR A/C UNIT MINOR 7/9/12 NNMC-31 1

B2BKSV PROJ - REPAIR/REPLACE HOT WATER HEATERS, BLDG 52 MINOR 4/16/12 NNMC-52 1

B28LCF Provide repairs to NEX gas station pumps MINOR 2/16/12 NNMC-58 1
B29DGV Install Storage Cage MINOR 3/2/12 NNMC-60 1
B2BSVW Repair / Replace Window Screens MINOR 4/27/12 NNMC-60 1

B28LZS HVAC - VENTILATION NOT WORKING - SEE 2/18 BELOW MINOR 2/18/12 NNMC-1 2

B2C53D IDIQ - HVAC - Correct Deficiancies BLDG 1 (AHU) MINOR 5/8/12 NNMC-1 1 HVAC
B2BMJC HVAC Improvements in Sterilization, Bldg 1 MINOR 4/19/12 NNMC-1 1

Reported 
Date

DEFENSE HEALTH AGENCY

CNIC
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B2CVPM
PROJDEV-B-1 1ST,2ND AND 4TH FLOOR - PREPARE 
SPECIFIC AREA FOR UPCOMING VIP VISIT.

MINOR 6/15/12 NNMC-1 2 PROJ MGT

B28RNJ PROVIDE AND INSTALL NETWORK CABLES  IDQ EMCOR MINOR 2/23/12 NNMC-10 1

B292ZY
Provide electric and plumbing for ice machine  IDQ 
emcor

MINOR 2/27/12 NNMC-10 1

B29RFR
mod to WO# B24CYD to freeze water lines in order to 
install valves IDQ emcor

MINOR 3/12/12 NNMC-10 1

B2B2JZ
REPAIRS TO MORGUE AND GALLEY REFRIGERATION 
SYSTEMS   IDQ EMCOR

MINOR 3/21/12 NNMC-10 1

B2B7YP
PROVIDE ELECTRIC AND RING N STRING FOR ATM 
MACHINE IDQ EMCOR

MINOR 3/29/12 NNMC-10 1

B2C9TT BLDG 10, RM 3700 REPLACE BATTERIES MINOR 5/17/12 NNMC-10
B2CSLF prep areas for VIP visit building 1 MINOR 6/12/12 NNMC-10 1
B284FR Upgrade 5 rooms for high level Disinfection MINOR 2/9/12 NNMC-10 1

B2932F
PREP ROOMS 2549 N 2550 FOR NEW CONE BEAM AND 
PAN CEPH UNITS IDQ EMCOR

MINOR 2/27/12 NNMC-10 1

B2BPT3
PROJ - RENOVATION OF BLDG 10, MRI - BLDG 10, 
BEHIND CDO DESK, WEST END

MINOR 4/25/12 NNMC-10 1 ENGINEERING

B2C7ZL
emergency repairs to refrigeration systems for morgue 
and galley IDQ emcor

MINOR 5/16/12 NNMC-10 1

B2CKW5
modification for w0# B24CYD REPLACE CONTROLS ON 
DOMESTIC HOT WATER HEATERS IDQ EMCOR

MINOR 5/31/12 NNMC-10 1

B278D6
MOD FOR WO B237ZG REPLACE HOT WATER HEATERS 
0220 BLDG 09

MINOR 1/12/12 NNMC-10 1

B27C38 overspray damaged fireproofing on beams MINOR 1/18/12 NNMC-10 1

B27K88
provide electrical outlets for Breast Milk Freezer and 
equipment  IDQ emcor

MINOR 1/26/12 NNMC-10 1

B27NJY
provide survey and minor repairs to refrigeration system 
for galley

MINOR 1/30/12 NNMC-10 1

B28LR9 Repair multiple large fire wall penetrtions  IDQ emcor MINOR 2/17/12 NNMC-10 1

B29DK8
Install new electrical service for GE equipment in room 
1770 of bldg 09  IDQ emcor

MINOR 3/2/12 NNMC-10 1

B29P2W PLUM - INSTALL COFFEE MACHINES - BLDG 10, MINOR 3/9/12 NNMC-10 1 DMLSS
B2BRC2 PROJ-PAINT BUILDING 1-10 AND 63/INSTALL SIGN MINOR 4/26/12 NNMC-10 1 PROJ MGT

B2D9D4
PROJDEV - B-1,9,9A,10 REPAIR/REPLACE SEVERAL PARTS 
OF DAMAGED COMMON AREAS.

MINOR 6/26/12 NNMC-10 3 PROJ MGT

B2JZFX IDIQ- Repairs to AHU# 8 in building 10 MINOR 9/20/12 NNMC-10 1
B2K4V5 Repair Fire Penetrations, Bldg. 1 - 10 MINOR 9/27/12 NNMC-10 1
B263V3 Repair Leaking H2o Valve, Bldg 17 (WARRANTY) MINOR 1/4/12 NNMC-17 1 REPAIR

B2C53W
IDIQ - PLUM-EYEWASHING STATION NEEDS TO BE 
INSTALLED

MINOR 5/8/12 NNMC-19 1 PLUMBING

B2JZFT IDIQ- INSTALL ELECTRICAL OUTLETS, B-19 MINOR 9/20/12 NNMC-19 1

B2JX25 IDIQ - BLDG 19, INTEGRATION TO HOSPITAL PAGING MINOR 9/13/12 NNMC-19 1

B2BDB5 PROJ - NEW DOOR - BLDG 2, RM 1448 MINOR 4/4/12 NNMC-2 1 LABOR

B2BLCB
replace ceiling tiles in hallways on third floor from bldg 
02 to 4 and 5  IDQ emcor

MINOR 4/17/12 NNMC-2 1

B29CTS PROJ - Install Call Bell System in Bath Rooms (IDIQ) MINOR 2/28/12 NNMC-3 1

B2C62F
PROJ-UPGRADE STONE CENTER TREATMENT ROOMS TO 
WRAPPING AND OR ROOMS

MINOR 5/11/12 NNMC-3 1 PROJ MGT
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B2C682
PROJ-UPGRADE STONE CENTER TREATMENT ROOMS TO 
WRAPPING AND OR ROOMS

MINOR 5/11/12 NNMC-3 1 PROJ MGT

B2BP62 PROJ - Bldg 4, Rm 135 Renovation MINOR 4/24/12 NNMC-4 1
B2G5KK MOD #1 Bldg 4, Rm 135 Renovation MINOR 7/18/12 NNMC-4 1
B2B4MH BLDG 54 REPLACE/REPAIR CONDUIT MINOR 3/22/12 NNMC-54
B2H7CR IDIQ-Provide Erosion Control, North, Bldg. 54 MINOR 8/9/12 NNMC-54 1

B2JKBW
PLUM - REPLACE HOT WATER HEAT LINES. - BUILDING 
55  MAIN MECHANICAL ROOM, SOUTH END

MINOR 8/29/12 NNMC-55 2 PLUMBING

B2CVCB
ELEC - NEED HANDICAP AUTO DOOR INSTALLED - BLDG 
7, RM 3101

MINOR 6/14/12 NNMC-7 2 STRUCTURAL

B29RNM BLDG 8, 1st and 2nd FL EM Cleanup MINOR 3/12/12 NNMC-8 1

B27YSG
BLdg 8, rm 3138, Replace Sliding Pocket door with 
Standard Swing Door

MINOR 2/7/12 NNMC-8 1

B2GLS8
HVAC repairs to wounded warriors clinic on 3rd floor of 
bldg 08

MINOR 7/25/12 NNMC-8 1

B2GX36 PROJDEV-B-8 6TH FLOOR - RENOVATE URINALYSIS AREA. MINOR 8/1/12 NNMC-8 2 PROJ MGT

B27YLH
RELOCATE OFFICE ITEMS & EQUIP FROM BLDG 10A TO 
BLDG 8, 4th FL

MINOR 2/7/12 NNMC-8 1

B29NHL
modification to B245F7 REPLACE BOOSTER PUMPS IN 
BLDG 08  IDQ EMCOR

MINOR 3/8/12 NNMC-8 1

B2JT8Z
IDIQ - Building #8 Replace Seals On Water 
Heater/Exchanger

MINOR 9/7/12 NNMC-8 1

B2JXB3
IDIQ-BLDG 8, RM 1761 EYE CLINIC PLUMBING AND 
ELECTRICAL REPAIRS

MINOR 9/14/12 NNMC-8 1

B2LTYJ
IDIQ 5 inch Stream Pressure Regulating Valve Strainer 
Bldg 9

MINOR 11/1/12 NNMC-9 1 PLUMBING

B28FMC BLDG 9, INSTALL NEW EQUIPMENT IN HOSPITAL GALLEY MINOR 2/13/12 NNMC-9

B28RL5 BLDG 9, 3RD FL PICU DOORS MINOR 2/23/12 NNMC-9

B2B89J MODIFICATION #1 PROJ- PAINT AND PATCH GALLEY MINOR 3/29/12 NNMC-9 1

B2F97Y
IDIQ - INSTALL ADA AUTO DOOR OPERATORS IN 
VARIOUS BLDGS

MINOR 6/28/12 NNMC-9 2 ELECTRICAL

B26G5Y LEAK COMING FROM SKY LIGHT B9 MINOR 1/9/12 NNMC-9 1 PLUMBING

B28FGL BLDG 9, REFRESH WEST SIDE HALLWAY OUTSIDE GALLEY MINOR 2/13/12 NNMC-9

B29DSL PROJ- RENOVATE RM 1664 MINOR 2/15/12 NNMC-9 1

B2BR7C
PROJ-RENOVATION OF BLOOD TRANSFUSION/SERVICES 
B-9 3RD FLOOR ROOM # 3360-09

MINOR 4/26/12 NNMC-9 1 PROJ MGT

B2BR7L
PROJ-RENOVATION OF BLOOD AND PLATELET DNONOR 
CENTER LOCATED IN B-9 1ST FLOOR NEAR WAITING 
AREA 1451

MINOR 4/26/12 NNMC-9 1 PROJ MGT

B2BR76
PROJ-RENOVATION OF BLOOD TRANSFUSION/SERVICES 
B-9 3RD FLOOR ROOM # 3360-09

MINOR 4/26/12 NNMC-9 1 PROJ MGT

B2CTBY REPLACE PASS THROUGHS, BLDG 9A RM 1323 MINOR 6/13/12 NNMC-9 1
B2JPRL IDIQ-Installation of a Hot Water Heater for Steris MINOR 9/4/12 NNMC-9 3
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B2H6ZJ
HVAC-Bldg. 27, Data Center, APC Battery Room. A/C is 
not working. Equipment is in danger of overheating. 
Replace A/C compressor and Freon in system.

MINOR 8/9/12 NNMC-27 4

B2JXD8
IDIQ - BLDG 27, REPLACE TRIPLE DUTY CHECK VALVES 
FOR CHILLER 3

MINOR 9/15/12 NNMC-27 2
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