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Funding Activity Emergency Calls Urgent Calls Routine Calls Total

CNIC 115                             496                               553                               1,164                 

Defense Health 534                             2,232                            2,083                            4,849                 

JTF 5                                  26                                 8                                    39                       

NICoE 4                                  26                                 54                                  84                       

WWTU 20                               165                               491                               676                    

NAVFAC -                              2                                   7                                    9                         
6,821                 
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Work 
Order

Description Work Type Location Priority Failure Class

B4YYBF AH- ALARM GOING OFF B-SOUTH GATE EMERGENCY 12/8/13 NNMC-000 1 ELECTRICAL

B4WV6Y AH- ALARM B-18 RM-GALLEY EMERGENCY 10/28/13 NNMC-000 1 ELECTRICAL

B4S4KM
CLOGGED FLOOR DRAIN, OVERFLOW B-18 TEMP GALLEY 
KITCHEN

EMERGENCY 8/5/13 NNMC-000 1 PLUMBING

B2XVJR
TURNSTILE WON'T ROTATE - SAFETY ISSUE - NORTH 
GATE, GATE 1

EMERGENCY 4/16/13 NNMC-000 1 STRUCTURAL

B4WCMK CEILING LEAK, B-18 TEMP GALLEY EMERGENCY 10/10/13 NNMC-000 1 PLUMBING

B4RG4L
WATER LEAK ONTO CIRCUIT BREAKERS & TRIPPED B-18 
TEMP GALLEY

EMERGENCY 7/15/13 NNMC-000 1 ELECTRICAL

B4Y4NB COLD CALL, BLDG 18, TEMP GALLEY EMERGENCY 11/25/13 NNMC-000 1 HVAC

B2XZDM Locks- Security EMERGENCY 4/24/13 NNMC-000 1 LOCKS

B4PKWM FLOODING B-18 TEMP GALLEY LOADING DOCK SIDE. EMERGENCY 6/19/13 NNMC-000 1 PLUMBING

B4MVN4
FLOOD IN COMMUNICATIONS ROOM, B-102, PASS AND 
ID

EMERGENCY 5/22/13 NNMC-102 1 PLUMBING

B4YXGX AH- BURNING SMELL B-104 EMERGENCY 12/6/13 NNMC-104 1 ELECTRICAL

B4RMPT
ALARM SOUNDING - POWER BOX - BLDG 11, SERVER 
ROOM 176

EMERGENCY 7/25/13 NNMC-11 1 ELECTRICAL

B4SPGT FIRE ALARM PANEL GOING OFF B-11 BACK BY RM-176 EMERGENCY 8/23/13 NNMC-11 1 ELECTRICAL

B4W679
ACTIVE CEILING LEAK B-11 RM-HALLWAY 2ND FLOOR BY 
ELEVATOR

EMERGENCY 10/7/13 NNMC-11 1 STRUCTURAL

B4WDBR CEILING LEAK - BLDG 11, RM 206 EMERGENCY 10/11/13 NNMC-11 1 STRUCTURAL

B4SP4R FAN COIL UNIT, B-11, RMS- 127 & 115 EMERGENCY 8/22/13 NNMC-11 1 PLUMBING

B4NWTJ AH-WATER FLOODING OVER SERVER, NNMC-11,RM-126 EMERGENCY 6/7/13 NNMC-11 1 PLUMBING

B4YY9X AH- HOT CALL B-11 RM-1130 EMERGENCY 12/7/13 NNMC-11 1 HVAC

B4PRZM AC UNIT LEAKING WATER - GUSHING - BLDG 11, RM 133 EMERGENCY 6/25/13 NNMC-11 1 HVAC

B4VCF7 -AH NO POWER B-11 RM-133 EMERGENCY 9/20/13 NNMC-11 1 ELECTRICAL

B4Y4LM COLD CALL, BLDG 147/239 ENTIRE BUILDING EMERGENCY 11/25/13 NNMC-147 1 HVAC

B4N6XT DISCONNECT DUCT SMOKE DETECTOR, BLDG 153 EMERGENCY 5/30/13 NNMC-153 1

B4WPTG
POWER PLANT TURNED ON STEAM - TOO MUCH 
PRESSURE - WATER/STEAM  IN MULTIPLE ROOMS - 
BLDG 20, FIRE HOUSE

EMERGENCY 10/24/13 NNMC-20 1 PLUMBING

B4PWLC INCREASE AIR PRESSURE TO 115, B-20, FIRE HOUSE EMERGENCY 7/1/13 NNMC-20 1 HVAC

Reported 
Date
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B4S6KV
POLY VENT BROKEN - FUMES GOING BACK INTO FIRE 
HOUSE - 2 HOSES DRY ROTTED - BLDG 20, 2 BAYS

EMERGENCY 8/6/13 NNMC-20 1 HVAC

B4WKYW AH-FLOOD B-20 RM-KITCHEN EMERGENCY 10/14/13 NNMC-20 1 PLUMBING

B4SFXG -AH A/C LEAK B-20 RM-TRAILER EMERGENCY 8/10/13 NNMC-20 1

B4SFXL -AH DISHWASER B-20 RM-OLD KITCHEN EMERGENCY 8/10/13 NNMC-20 1

B4Y4LN COLD CALL, BLDG 239, ENTIRE BUILDING EMERGENCY 11/25/13 NNMC-239 1 HVAC

B4RK6M HOT CALL - TOO HOT - NO AC ON 2ND FLOOR - BLDG 25 EMERGENCY 7/19/13 NNMC-25 1 HVAC

B4RJWZ Water pouring out of Manhole Cover, behind Bldg 254 EMERGENCY 7/19/13 NNMC-254 1

B4TWZZ -AH DOOR ALARM B-26 RM-133 EMERGENCY 9/9/13 NNMC-26 1 ELECTRICAL

B4RGNB ACTIVE CEILING LEAK - BLDG 26, RM 117 EMERGENCY 7/16/13 NNMC-26 1 STRUCTURAL

B2WWS5
HOT CALL - FAN COIL NEEDS TO BE FIXED - BLDG 26, 
RMS 117, 122

EMERGENCY 4/10/13 NNMC-26 1 HVAC

B4RMJV LEAK B-26 CDC RM-114 & 112 EMERGENCY 7/25/13 NNMC-26 1 PLUMBING

B4VGW6 OVERFLOWING TOILET, B-26, RM-139 CDC EMERGENCY 9/27/13 NNMC-26 1 PLUMBING

B4SXNG
STEADY LEAK FROM UNDERNEATH SINK - BLDG 26, RM 
132

EMERGENCY 8/30/13 NNMC-26 1 PLUMBING

B4NRJX
LEAK FROM UNKNOWN SOURCE - WATER ON FLOOR - 
BLDG 26, RM 123

EMERGENCY 6/7/13 NNMC-26 1 PLUMBING

B2YD95 TOILET OVERFLOWING - BLDG 26, RM 132 EMERGENCY 5/7/13 NNMC-26 1 PLUMBING

B4N4Y7 ACTIVELY OVERFLOWING TOILET - BLDG 26, RM 133 EMERGENCY 5/29/13 NNMC-26 1 PLUMBING

B4RKZG SIGNIFICANT LEAK UNDER SINK. B-26 KITCHEN RM-142 EMERGENCY 7/22/13 NNMC-26 1 PLUMBING

B2Y29T OVERFLOWING TOILET - BLDG 26, RM 133 EMERGENCY 4/26/13 NNMC-26 1 PLUMBING

B4WPDZ AH-COLD CALL B-26 RM-WHOLE BUILDING EMERGENCY 10/21/13 NNMC-26 1 HVAC

B4WRN6 COLD CALL, B-26, WHOLE BUILDING AT CDC EMERGENCY 10/25/13 NNMC-26 1 HVAC

B4YYCB AH- COLD CALL B-26 RM-WHOLE AREA EMERGENCY 12/8/13 NNMC-26 1 HVAC

B4SPMV HOT CALL B-26 CDC WHOLE BUILDING EMERGENCY 8/23/13 NNMC-26 1 HVAC

B4WCYS TOO COLD IN ALL OF BLDG 26 EMERGENCY 10/11/13 NNMC-26 1 HVAC

B4WSNK HOT CALL B-26 CLASSROOMS EMERGENCY 10/29/13 NNMC-26 1 HVAC

B4WV6S AH- HOT CALL B-26 RM-CLASSROOMS EMERGENCY 10/28/13 NNMC-26 1 HVAC
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B4Y4BT
HOT CALL - CLASSROOM 113 IN CDC 82 DEGREES - BLDG 
26

EMERGENCY 11/22/13 NNMC-26 1 HVAC

B4SKK6 ACTIVE CEILING LEAK B-26 RM-118 EMERGENCY 8/15/13 NNMC-26 1 PLUMBING

B4PVCG
HOT CALL - CHILLER NOT RUNNING - BLDG 27, OUTSIDE 
REAR OF BLDG 27

EMERGENCY 6/28/13 NNMC-26 1 HVAC

B4RJ9J -AH WATER LEAK B-26 RM-132 EMERGENCY 7/16/13 NNMC-26 1

B4WVK4 AH- ALARM B-26 RM-MECH ROOM EMERGENCY 10/31/13 NNMC-26 1

B2ZCK4 OVERFLOWING TOILET, B-26, RM 140 EMERGENCY 5/13/13 NNMC-26 1

B4MVM6 HOT CALL, B-26, CDC EMERGENCY 5/22/13 NNMC-26 1 HVAC

B4R4DD
WATER COMING OUT OF THE ELECTRICAL PANEL, B-31, 
QUICK MART

EMERGENCY 7/3/13 NNMC-31 1 PLUMBING

B4WVCR LEAK B-31 NEX MINI MART BACK DOOR EMERGENCY 11/1/13 NNMC-31 1 STRUCTURAL

B4PP44 -WWP NO POWER - BLACKOUT B-50 RM-301 EMERGENCY 6/18/13 NNMC-50 1

B4PXKM -AH A/C LOUD B-50 RM-314 EMERGENCY 7/1/13 NNMC-50 1

B4YYCP WWP- ROOM TOO HOT B-50 RM-232 EMERGENCY 12/8/13 NNMC-50 1

B4S666 -WWP ALARM SOUNDING B-50 RM-FRONT DESK EMERGENCY 8/2/13 NNMC-50 1

B4R4CN
ACTIVE CEILING LEAK - BLDG 52, HALLWAY, NEAR RM 
511

EMERGENCY 7/3/13 NNMC-52 1 STRUCTURAL

B4PNLD -AH OVERFLOW B-52 RM-412 EMERGENCY 6/16/13 NNMC-52 1

B4V43Z -AH COLD CALL B-56 RM-WHOLE AREA EMERGENCY 9/14/13 NNMC-56 1 HVAC

B4W674 AH-HOT CALL B-56 RM-WHOLE BUILDING EMERGENCY 10/5/13 NNMC-56 1 HVAC

B4YZWL
COLD CALL - PARTY IN PROGRESS - BLDG 56, ENTIRE 
BUILDING

EMERGENCY 12/12/13 NNMC-56 1 HVAC

B4YMG3 AH- TOO HOT @ THE BOWLING CENTER EMERGENCY 11/27/13 NNMC-56 1 HVAC

B325XR
AH-TOILET OVERFLOWING AT THE BOWLING ALLEY- 
NNMC-56- LADIES ROOM

EMERGENCY 5/11/13 NNMC-56 1 PLUMBING

B4SVFH
ACTIVE CEILING LEAK - FROM INSIDE CLOSET - BLDG 60, 
RM 116W

EMERGENCY 8/28/13 NNMC-60 1 STRUCTURAL

B4WCL7
ACTIVE CEILING LEAK IN LAUNDRY ROOM - BLDG 60, 
WEST SIDE, 1ST FLOOR

EMERGENCY 10/10/13 NNMC-60 1 STRUCTURAL

B4WKZC
TOILET CONSTANTLY FLUSHING AND LEAKING B-60 RM-
109

EMERGENCY 10/17/13 NNMC-60 1 PLUMBING

B4WPSJ WWP-TOILET RUNNING B-60 RM-109 EMERGENCY 10/17/13 NNMC-60 1 PLUMBING

B4RCM3
BRAKER AMPS KEEP TRIPPING,  ELEVATOR #1 BRAKER 
AMPS

EMERGENCY 7/10/13 NNMC-60 1 ELECTRICAL
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B4NWMF TOILET OVERFLOWING B-60 RM-309W EMERGENCY 6/10/13 NNMC-60 1 PLUMBING

B4SP6G LOW PRESSURE, B-60, MECH ROOM EMERGENCY 8/22/13 NNMC-60 1 HVAC

B4W7D4 WWP-WINDOW LEAKING B-60 RM-117W EMERGENCY 10/7/13 NNMC-60 1 STRUCTURAL

B2V9Z7
FLOOD IN MECH ROOM, B-60, MECH ROOM IN 
BASEMENT

EMERGENCY 3/15/13 NNMC-60 1

B2XVPJ -WWP CEILING LEAK B-60 RM-116, 118 WEST EMERGENCY 4/16/13 NNMC-60 1

B2ZCTH
Turn steam on to heat exchanger in main mechanical 
room, Building 60,

EMERGENCY 5/13/13 NNMC-60 1 HVAC

B2ZCTJ
Turn steam on to heat exchanger in main mechanical 
room, Building 61,

EMERGENCY 5/13/13 NNMC-60 1 HVAC

B4N4XT AC NOT WORKING - BLDG 60, RMS 407W & 310W EMERGENCY 5/29/13 NNMC-60 1 HVAC

B4WPR7 WWP-OVERFLOWING TOILET B-61 RM-109W EMERGENCY 10/16/13 NNMC-61 1 PLUMBING

B4RDRM LEAKING TOILET, BLDG 61, RM 409E EMERGENCY 7/12/13 NNMC-61 1 PLUMBING

B4VNS3
FLOODED LADIES RESTROOM - FLOODING INTO 
COMMON AREA - BLDG 60, RM 308W

EMERGENCY 10/4/13 NNMC-61 1 PLUMBING

B4Z3DR COLD CALL B-61 RM-431E EMERGENCY 12/13/13 NNMC-61 1 HVAC

B4Y9PR HOT CALL B-61 RM-414 EMERGENCY 11/27/13 NNMC-61 1 HVAC

B4SKKB -WWP A/C UNIT LEAK B-61 ELEC ROOM EMERGENCY 8/14/13 NNMC-61 1

B4RH3D -AH TOILET LEAK B-61 RM-416E EMERGENCY 7/16/13 NNMC-61 1

B4VNVC WWP-TOILET OVERFLOWING B-61 RM-216W EMERGENCY 10/3/13 NNMC-61 1

B4YZ73 WWP-PIPE BUSTED B-61 RM-129 & 131W EMERGENCY 12/5/13 NNMC-61 1

B4SGBX -WWP LEAK B-61 RM-109E EMERGENCY 8/11/13 NNMC-61 1

B4WVHN AH- FLOOD B-61 RM-131W EMERGENCY 10/30/13 NNMC-61 1 PLUMBING

B4SB7L LITTLE TO NO AC - BLDG 65, RMS 107 THRU 112 EMERGENCY 8/9/13 NNMC-65 1 HVAC

B4RJPX NO AC - RMS 101 THRU 106 - BLDG 65 EMERGENCY 7/18/13 NNMC-65 1 HVAC

B4SV9M
NO AIR CONDITIONING IN FISHER HOUSE. PEOPLE  ARE 
IN ROOMS NOW - B-65 RMS 107 THRU 112

EMERGENCY 8/28/13 NNMC-65 1 HVAC

B4YVDR COLD CALL, BLDG 66, ENTIRE 2ND FLR EMERGENCY 12/6/13 NNMC-66 1 HVAC

B4SFXK -AH CLOGGED TOILET B-66 RM-BATHROOM EMERGENCY 8/11/13 NNMC-66 1

B4XXY4 BOILER NOT WORKING - BLDG 67 - ENTIRE BLDG COLD EMERGENCY 11/21/13 NNMC-67 1 PLUMBING
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B4WVMV AH- KITCHEN SINK LEAKING EMERGENCY 11/1/13 NNMC-67 1

B4VBJT ELECTRICAL BALLAST SMOKING B-70C RM-1018 EMERGENCY 9/19/13 NNMC-70 1 ELECTRICAL

B4RDPZ
ACTIVE CEILING LEAK - BLDG 82, NEX, 1ST FLOOR PET 
AREA

EMERGENCY 7/12/13 NNMC-82 1 STRUCTURAL

B4XW9M
ACTIVE CEILING LEAK - THROUGH OUTLET  - MENS DEPT - 
2ND FLOOR - JEANS DEPT - BLDG 82

EMERGENCY 11/18/13 NNMC-82 1 STRUCTURAL

B4YVPX ACTIVE LEAK B-82 MENS DEPT. 2ND FLOOR EMERGENCY 12/9/13 NNMC-82 1 STRUCTURAL

B4WDBV
FLOODING FROM DOOR IN ELECTRONICS DEPT – BLDG 
82, LOWER LEVEL

EMERGENCY 10/11/13 NNMC-82 1 STRUCTURAL

B4RTYB SEWAGE BACKUP - BLDG 82, ALL DRAINS 1ST FLOOR EMERGENCY 7/31/13 NNMC-82 1 PLUMBING

B4V444 -AH DISCOLORED WATER B-82 NEX EMERGENCY 9/14/13 NNMC-82 1 PLUMBING

B4XVD4
ACTIVE CEILING FROM PIPE - NEAR RECEIVING AREA BY 
BAY 1 - BLDG 82

EMERGENCY 11/14/13 NNMC-82 1 PLUMBING

B4YMFM AH- PLUMBING BACKED UP B-82 EMERGENCY 11/30/13 NNMC-82 1 PLUMBING

B4Y9YF AH- POWER OUTAGE B-82 RIGHT SIDE EMERGENCY 11/25/13 NNMC-82 1 ELECTRICAL

B4Y4GD COLD CALL, BLDG 82, RM X15-A EMERGENCY 11/25/13 NNMC-82 1 HVAC

B4NR4L NEX CHILLER DOWN - BLDG 82 EMERGENCY 6/7/13 NNMC-82 1 HVAC

B4R6NZ
-AH EXPLOSION IN ELECTRICAL ROOM B-82  ROOM 
X27.C

EMERGENCY 7/3/13 NNMC-82 1

B4SFXN -AH WATER LEAK AT THE NEX BUILDING B-82 EMERGENCY 8/12/13 NNMC-82 1

B4SMMW HOT CALL B-82 2ND FLOOR CHILLER OFF EMERGENCY 8/20/13 NNMC-82 1

B4XB9M AH-FAUCET NOT WORKING IN BATHROOM-NNMC-107 ROUTINE 11/3/13 NNMC-000 1 PLUMBING

B4WTWK Gate 3 lane indicator lights ROUTINE 10/31/13 NNMC-000 1 ELECTRICAL

B4WSNY TURN OFF POWER FOR IN-GROUND LIGHTS AT GATE 5 ROUTINE 10/29/13 NNMC-000 1 ELECTRICAL

B4YMXB REPAIR U GATE ARM ON FENCE AT GATE 3 ROUTINE 12/3/13 NNMC-000 1 REPAIR

B4TNW7
REMOVE FREON FROM 11 REFRIGERATORS- GAS 
STATION LOT

ROUTINE 9/3/13 NNMC-000 1 STRUCTURAL

B4WPSX
Repair Drinking Fountains - Bldg 11, 1st Floor, North 
Wing

ROUTINE 10/24/13 NNMC-11 1 PLUMBING

B4VGZ3
BKLG - REPLACE FLUORESCENT LIGHTS - AND EXIT LIGHT 
- HALLWAY - MIGHT BE BLOWN FUSE - BLDG 11, ROOM 
182

ROUTINE 9/27/13 NNMC-11 1 ELECTRICAL

B4VJMT AH- LIGHTS OUT B-11 RM-182 ROUTINE 10/2/13 NNMC-11 1 ELECTRICAL

B4WS73 OUTLETS INOPERABLE B-11 RM-188 & 191 ROUTINE 10/29/13 NNMC-11 1 ELECTRICAL
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B4YT7P
Adjust water heater temperature to 100-110 degrees - 
BLDG 11

ROUTINE 12/5/13 NNMC-11 1 PLUMBING

B4Y3JL
LOOSE HAND RAILING IN STAIRWELL - BLDG 11 - NORTH 
STAIRWELL BETWEEN 1ST AND 2ND FLOOR

ROUTINE 11/21/13 NNMC-11 1 STRUCTURAL

B4WNHG CRACKED WINDOW - BLDG 11, RM 239 ROUTINE 10/22/13 NNMC-11 1 STRUCTURAL

B4SNSS
CEILING TILES REPLACED, B-11,ROOMS 206, 210, 216, 
010

ROUTINE 8/22/13 NNMC-11 1 PLUMBING

B4WPPD DAMAGED BOLLARDS B-11 ROUTINE 10/24/13 NNMC-11 1 STRUCTURAL

B4VG4T PATCH AND PAINT, B-11, BASEMENT NEAR EXID DOOR. ROUTINE 9/25/13 NNMC-11 1 FCA_PAINT

B4WNGT ILLEGALLY REMOVED BOLLARDS B-11 ROUTINE 10/22/13 NNMC-11 1 STRUCTURAL

B4YT9C
Adjust water heater temperature to 100-110 degrees - 
BLDG 13

ROUTINE 12/5/13 NNMC-13 1 PLUMBING

B4YT96
Adjust water heater temperature to 100-110 degrees - 
BLDG 15

ROUTINE 12/5/13 NNMC-15 1 PLUMBING

B4WVJZ AH- COLD CALL B-153 RM-148 ROUTINE 10/31/13 NNMC-153 1 HVAC

B4WC9G KEY REQUEST B-226 MECHANICAL ROOM ROUTINE 10/9/13 NNMC-226 1 LOCKS

B4X3FB REPLACE CORE AND HARDWARE B-226 WEST SIDE ROUTINE 11/5/13 NNMC-226 1

B4XWLC Building 24, Rm 3—SHOWER DRAIN CLOGGED ROUTINE 11/18/13 NNMC-24 1 PLUMBING

B4WCRF PORCH LIGHTS WON'T TURN OFF - BLDG 25 ROUTINE 10/10/13 NNMC-25 1 ELECTRICAL

B4WCWG
REPLACE DAMAGED/STAINED CEILING TILES, B-26, RMS 
134, 123, 121, 118, 111, 106, 107

ROUTINE 10/11/13 NNMC-26 1 STRUCTURAL

B4WMK7 PAINT DOOR B-26 BOWLING CENTER ROUTINE 10/21/13 NNMC-26 1 STRUCTURAL

B4W63K LIGHTS OUT B-26 RM-137 ROUTINE 10/7/13 NNMC-26 1 ELECTRICAL

B4XVNC
REPLACE 6 FLUORESCENT BULBS - BLDG 26, - 
PRESCHOOL HALLWAY

ROUTINE 11/15/13 NNMC-26 1 ELECTRICAL

B4VGWW FLOOR TILE BUCKLED UP,B-26 RM 143 CDC ROUTINE 9/27/13 NNMC-26 1 REPAIR

B4VGP3
PILLAR COVERS COMING OFF B-26 PRE SCHOOL 
PLAYGROUND

ROUTINE 9/26/13 NNMC-26 1 STRUCTURAL

B4WSMY REPAIR DAMAGED FLOOR, B-31 MINI MART ROUTINE 10/29/13 NNMC-31 1 STRUCTURAL

B4WV4C AH- LIGHTS OUT B-31 RM-GAS PUMP ROUTINE 10/28/13 NNMC-31 1 ELECTRICAL

B4TWFK EMCOR ASSISTANCE - BLDG 32 Lights OFF/ON Request ROUTINE 9/10/13 NNMC-32 1 ELECTRICAL

B4VJPT WWP- DOOR LOCKED B-50 RM- COMM CLOSET ROUTINE 9/30/13 NNMC-50 1 STRUCTURAL

B4YT94 WWP - DOOR BUTTON INOP B-50 RM-PATIO ROUTINE 11/27/13 NNMC-50 1 STRUCTURAL
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B4VDDF -WWP SHOWER SCREEN B-50 RM-331 ROUTINE 9/20/13 NNMC-50 1 PLUMBING

B4YMFL AH- COLD CALL B-50 RM-112 ROUTINE 11/29/13 NNMC-50 1 HVAC

B4VNVK WWP-LIGHT OUT B-50 RM-303 ROUTINE 10/3/13 NNMC-50 1

B4Z4BB WWP-REPAIR DOOR B-50 RM-ENTRANCE ROUTINE 12/11/13 NNMC-50 1

B4WTV3 WWP - FRONT DOOR NOT SHUTTING B-50 MAIN DOOR ROUTINE 10/25/13 NNMC-50 1

B4X7J9 WWP - DOOR HANDLEB-50 RM-332 ROUTINE 10/30/13 NNMC-50 1

B4X7JJ WWP-RELAMP B-50 RM-LOBBY ROUTINE 10/31/13 NNMC-50 1

B4X7KH WWP-REPLACE LIGHT B-50 RM-104 ROUTINE 11/4/13 NNMC-50 1

B4X7KV WWP-LIGHT ABOVE SINK IS OUT B-50 RM-104 ROUTINE 11/5/13 NNMC-50 1

B4YBJZ WWP- NO OUTLETS WORKING B-50 RM-114 ROUTINE 11/22/13 NNMC-50 1

B4YBK9 WWP- NO HEAT B-50 RM-330 ROUTINE 11/24/13 NNMC-50 1

B4YTC4 WWP - RELAMP B-50 RM-STAIRWELL ROUTINE 12/2/13 NNMC-50 1

B4YTBM WWP- TOILET SEAT LOOSE B-50 RM-100 ROUTINE 12/2/13 NNMC-50 1

B4YTBS WWP-NO HEAT B-50 RM-123 ROUTINE 12/2/13 NNMC-50 1

B4YTLM WWP - REPAIR EXIT SIGN B-50 HALLWAY ROUTINE 12/4/13 NNMC-50 1

B4YZBN WWP - LIGHTS OUT B-50 RM-VARIOUS ROUTINE 12/6/13 NNMC-50 1

B4YZBR WWP - BROKEN TOILET SEAT B-50 RM-VARIOUS ROUTINE 12/6/13 NNMC-50 1

B4YZBT WWP - CLEAN VENT B-50 RM-310 & 327 ROUTINE 12/6/13 NNMC-50 1

B4XB4R
AH--KITCHEN LIGHT OUT, RESTORE TO PROPER 
OPERATION.  B-52 RM-118 ANGEL MARTINEZ 301-654-
1795

ROUTINE 10/29/13 NNMC-52 1 ELECTRICAL

B4Y9F3 HOT CALL - BLDG 52 - LAUNDRY ROOM - 1ST FLOOR ROUTINE 11/26/13 NNMC-52 1 HVAC

B4Y4TL Repair mixing valve, Bldg 52 - ATTENTION SAID ROUTINE 11/25/13 NNMC-52 1 PLUMBING

B4W6YJ BLACK LIGHTS OUT, B-56, BOWLING ALLY ROUTINE 10/8/13 NNMC-56 1 ELECTRICAL

B4TYY7 LIGHTS OUT, B-56, BOWLING ALLEY ROUTINE 9/12/13 NNMC-56 1 ELECTRICAL

B4WDXX AH-FREEZER NOT COOLING B-56 RM-N/A ROUTINE 10/15/13 NNMC-56 1 APPLIANCE

B4TTGP
HANDRAIL IN CONCRETE IS NO LONGER CONNECTED - 
BLDG 56, EXTERIOR

ROUTINE 9/6/13 NNMC-56 1 CONVEYING
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B4YMHN AH- ADJUST AIR DAMPER B-56 ROUTINE 11/28/13 NNMC-56 1 HVAC

B4WL4N
REPLACE MISSING OFFICE WINDOW - BLDG 56, BEHIND 
FRONT DESK

ROUTINE 10/18/13 NNMC-56 1 STRUCTURAL

B4WD43 PATCH AND PAINT, B-56, BOWLING ALLEY ROUTINE 10/11/13 NNMC-56 1 FCA_PAINT

B4WSJT
MOUNT/HARDWIRE CLOCK OUT OF REACH OF 
CHILDREN - BLDG 56 - PARTY ROOM

ROUTINE 10/29/13 NNMC-56 1 ELECTRICAL

B4WSJW PATCH & PAINT - BLDG 56, FRNT DESK AREA ROUTINE 10/29/13 NNMC-56 1 FCA_PAINT

B4WTKM AH-REPAIR DOOR KNOB B-9A RM-3010 ROUTINE 10/23/13 NNMC-60 1 STRUCTURAL

B4WRP6
LIGHTS OUT, B-60, RMS 317W, 309W & HALLWAY IN 
FRONT OF ELEVATOR

ROUTINE 10/25/13 NNMC-60 1 ELECTRICAL

B4WCJM LIGHTS OUT, B-60 RM-103 WEST ROUTINE 10/10/13 NNMC-60 1 ELECTRICAL

B4WHX3
BACKFLOW VALVE FAILED TEST, B-60, MECHANICAL 
EQUIPMENT ROOM

ROUTINE 10/16/13 NNMC-60 1 PLUMBING

B4WHX9
BACKFLOW VALVE FAILED TEST, B-60, MECHANICAL 
EQUIPMENT ROOM

ROUTINE 10/16/13 NNMC-60 1 PLUMBING

B4WD3J SHOWER HEAD LEAKING – BLDG 60, RM 318W ROUTINE 10/11/13 NNMC-60 1 PLUMBING

B4WLDP
SHOWER LEAK WITH MOLD ON WALLBOARD - BLDG 60, 
RM 121W

ROUTINE 10/18/13 NNMC-60 1 PLUMBING

B4WTKJ AH- LIGHTS OUT IN GUEST ROOM B-60 RM-304W ROUTINE 10/27/13 NNMC-60 1 ELECTRICAL

B4Y9XR AH- LIGHT OUT B-60 RM-301 ROUTINE 11/29/13 NNMC-60 1 ELECTRICAL

B4WHMG AH-LIGHTS OUT B-60 RM-N/A ROUTINE 10/10/13 NNMC-60 1 ELECTRICAL

B4WZZS LIGHT OUT B-60 RM-111W ROUTINE 11/5/13 NNMC-60 1 ELECTRICAL

B4Y9XV AH- HOT CALL B-60 RM-209 ROUTINE 11/15/13 NNMC-60 1 HVAC

B4VGVS
COLD CALL - TOO COLD - AC WON'T TURN OFF - BLDG 
60, RM 152W

ROUTINE 9/27/13 NNMC-60 1 HVAC

B4V3MG PATCH & PAINT B-60 1ST FLOOR WEST WING ROUTINE 9/16/13 NNMC-60 1 STRUCTURAL

B4V3MK PATCH & PAINT B-60 1ST FLOOR WEST WING ROUTINE 9/16/13 NNMC-60 1 STRUCTURAL

B4WTNH AH- LIGHTS OUT B-60 SEVERAL AREAS ROUTINE 10/27/13 NNMC-60 1

B4WSXM PATCH & PAINT - BLDG 60, RM 116W ROUTINE 10/30/13 NNMC-60 1 FCA_PAINT

B4WHRR AH-LOCK BROKEN B-60 RM-WEST SIDE ROUTINE 10/10/13 NNMC-60 1 LOCKS

B4WHV4 WWP-LOUD BANGING SOUND B-60 RM-109W ROUTINE 10/10/13 NNMC-60 1

B4WNG3 PATCH & PAINT - BLDG 61, RMS 204E, 417W, 406W ROUTINE 10/22/13 NNMC-60 1 FCA_PAINT
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B4WSJ7 LIGHT COVER MISSING B-60 5TH FLOOR HALLWAY ROUTINE 10/29/13 NNMC-60 1 STRUCTURAL

B4X7JM WWP-A/C NOT WORKING PROPERLY B-60 RM-106 ROUTINE 10/31/13 NNMC-60 1

B4X7K3 WWP-LOUD NOISE B-60 RM-109W ROUTINE 11/3/13 NNMC-60 1

B4Y4NH
BROKEN WATER FOUNTAIN AND MISSING LIGHT COVER, 
BLDG 60

ROUTINE 11/25/13 NNMC-60 1 PLUMBING

B4WL9K Repair damaged drywall caused by rain - BLDG 61 ROUTINE 10/18/13 NNMC-61 1 STRUCTURAL

B4WC9P WWP- REPLACE SHOWER HEAD B-61 RM-123E ROUTINE 10/8/13 NNMC-61 1 PLUMBING

B4WHXC
BACKFLOW VALVE FAILED TEST, B-61, MECHANICAL 
EQUIPMENT ROOM

ROUTINE 10/16/13 NNMC-61 1 PLUMBING

B4WHXF
BACKFLOW VALVE FAILED TEST, B-61, MECHANICAL 
EQUIPMENT ROOM

ROUTINE 10/16/13 NNMC-61 1 PLUMBING

B4YT99 WWP - COLD CALL B-61 RM-131E ROUTINE 12/1/13 NNMC-61 1 HVAC

B4WC9T WWP- PATCH & PAINT B-61 RM-109E ROUTINE 10/8/13 NNMC-61 1 STRUCTURAL

B4W7FB
LEAKS COMING FROM WINDOW B-61 RM-429W & 
431W

ROUTINE 10/8/13 NNMC-61 1 STRUCTURAL

B4VNVL WWP-TOILET HANDLE INOP B-61 RM-112E ROUTINE 10/3/13 NNMC-61 1

B4VNVM WWP-TOILET LEAK B-61 RM-314W ROUTINE 10/3/13 NNMC-61 1

B4WPW7 WWP-DOOR NOISE B-61 RM-FRONT ROUTINE 10/21/13 NNMC-61 1

B4WPWC WWP-DOOR NOISE B-61 RM-FRONT ROUTINE 10/24/13 NNMC-61 1

B4WPX6 WWP-MOUNT BOX B-61 RM-KITCHEN ROUTINE 10/21/13 NNMC-61 1

B4WRT9 AH-REPAIR WALL LOCKER CLIP, NNMC-61, RM423W ROUTINE 10/24/13 NNMC-61 1

B4XXGN PATCH AND PAINT, B-61, RM 405EAST ROUTINE 11/20/13 NNMC-61 1 FCA_PAINT

B4YZ6Y WWP-THERE IS A LIGHT OUT IN RM 118E, BLDG 61 ROUTINE 12/5/13 NNMC-61 1

B4YZ77 WWP-PATCH & PAINT B-61 RM 110W ROUTINE 12/5/13 NNMC-61 1

B4Z4BG WWP- ATTACH BOARD B-61 RM-112E ROUTINE 12/11/13 NNMC-61 1

B4VJLM REPLACE SHOWER TILE  / PATCH & PAINT - BLDG 61 ROUTINE 10/2/13 NNMC-61 1 FCA_PAINT

B4WC9W WWP- REPAIR HANDRAIL B-61 RM-EAST WING ROUTINE 10/8/13 NNMC-61 1 STRUCTURAL

B4WHRV AH-REPAIRS B-61 RM-327W & 407W ROUTINE 10/10/13 NNMC-61 1 STRUCTURAL

B4WTVD WWP -LIGHTS OUT B-61 RM-118 ROUTINE 10/28/13 NNMC-61 1
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B4X7HP WWP - REHANG CURTAIN RM-112W B-61 ROUTINE 10/29/13 NNMC-61 1

B4X7JD WWP - TOILET NOT FLUSHING -61 RM-115W ROUTINE 10/30/13 NNMC-61 1

B4X7K7 WWP-OUTLET NOT WORKINGB-61 RM-125W ROUTINE 11/1/13 NNMC-61 1

B4X7KD WWP-COLD CALL B-61 RM-114W ROUTINE 11/4/13 NNMC-61 1

B4X7KJ WWP-REPPATCH & PAINT B-61 RM-107E ROUTINE 11/4/13 NNMC-61 1

B4X7LR PATCH & PAINT - BLDG 61, RMS 415W and 429W ROUTINE 11/6/13 NNMC-61 1 FCA_PAINT

B4YZBW WWP - COLD CALL B-61 RM-211W ROUTINE 12/8/13 NNMC-61 1

B4WKL6 DOOR NOT LOCKING B-66 RM-208 ROUTINE 10/17/13 NNMC-66 1 STRUCTURAL

B4WTKV AH-LOCK BROKEN B-66 RM-BACK DOOR ROUTINE 10/25/13 NNMC-66 1 STRUCTURAL

B4YTDP CLOGGED SINK - SLOW DRAIN - BLDG 66, RM 107 ROUTINE 12/5/13 NNMC-66 1 PLUMBING

B4VHZX REPAIR SHOWER HOSE B-66 RM-102 ROUTINE 9/30/13 NNMC-66 1 PLUMBING

B4WKKR REPAIR FLICKERING LIGHT B-67 RM-104 ROUTINE 10/17/13 NNMC-67 1 ELECTRICAL

B4YTPN REPLACE BAFFELS B-70 OUTSIDE GREASE TRAPS ROUTINE 12/5/13 NNMC-70 1 PLUMBING

B4W4XP COLD CALL, B-82, RM-X30  ADIM OFFICE ROUTINE 10/7/13 NNMC-82 1 HVAC

B4WV6H
AH- CLOGGED URINAL B-82 RM-2ND FLOOR 
MENSROOM

ROUTINE 10/28/13 NNMC-82 1 PLUMBING

B4XXK9
REMOVE FREON FROM 4 REFRIGERATORS & 1 WATER 
FOUNTAIN - FUEL STATION LOT – BLDG 99

ROUTINE 11/20/13 NNMC-99 1
ENVIRONMENTA

L

B2XW6S INSPECT AHU #1 - BLDG 241 SERVICE 4/17/13 NNMC-000 1 HVAC

B4PB7M REPAIR OUTLET B-18 TEMP GALLEY SERVICE 6/14/13 NNMC-000 1 ELECTRICAL

B2PNXK
OUTLET NOT WORKING - BLDG 9A, HALLWAY NEAR 
4004

SERVICE 1/11/13 NNMC-000 2 ELECTRICAL

B326C4 GATE 5 LIFT ARM NOT WORKING SERVICE 5/15/13 NNMC-000 1 ELECTRICAL

B2PRBL
BFPE - SMOKE DETECTOR ON AIR HANDLER 13, 
HOLDING SAFETY OUT - BLDG 70, MEZZANINE

SERVICE 1/15/13 NNMC-000 2 FIRE EQUIPMENT

B4RSWP DOOR CAME OFF HINGES, B-107, GATE FIVE SERVICE 7/30/13 NNMC-000 1 STRUCTURAL

B2RYN5 DOOR INOP B-9A EMERGENCY ROOM SERVICE 1/29/13 NNMC-000 1 STRUCTURAL

B2XY4M EXIT DOOR COMING OFF HINGE B-18 TEMP GALLEY SERVICE 4/22/13 NNMC-000 1 STRUCTURAL

B2XZHL
Restore proper operation to the east link fire door - 
Between buildings 4 and 9

SERVICE 4/24/13 NNMC-000 1 STRUCTURAL
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B4PBP4
Emcor support - BLDGS 63 and 19 - 0615 to 0800 on 19 
June 2013

SERVICE 6/17/13 NNMC-000 1 ELECTRICAL

B4PWXT
TOILET NOT WORKING, B-18, TEMP GALLEY, LADIES 
RESTROOM

SERVICE 7/1/13 NNMC-000 1 PLUMBING

B4R6RW
PIPE ARE BACKUP HAVE A BAD SMELL, B-18 TEMPARY 
GALLEY,

SERVICE 7/8/13 NNMC-000 1 PLUMBING

B4SM7D UNION LEAK, B-3/5, MECH ROOM BASEMENT SERVICE 8/20/13 NNMC-000 1 PLUMBING

B4TWCR CLOGGED TOILET, B-18, GALLEY, WOMENS RESTROOM SERVICE 9/10/13 NNMC-000 1 PLUMBING

B2SZ2C TOILET B-106 GATE (UNIVERSITY SIDE) SERVICE 2/7/13 NNMC-000 1 PLUMBING

B4NWS7 CLOGGED TOILET B-18 TEMPORARY GALLEY SERVICE 6/10/13 NNMC-000 1 PLUMBING

B4RMVX REPAIR FLOOR B-105 GATE 3 INSIDE SHACK SERVICE 7/25/13 NNMC-000 1 STRUCTURAL

B4PX3T
CLOGGED TOILET - MENS AND LADIES RESTROOM - 
BLDG 18, TEMP GALLEY

SERVICE 7/1/13 NNMC-000 1 PLUMBING

B4RDDK CLOGGED TOILET - GATE 5, BLDG 107 SERVICE 7/11/13 NNMC-000 1 PLUMBING

B4RRDY ONLY URINAL WON'T FLUSH - BLDG 18 SERVICE 7/26/13 NNMC-000 1 PLUMBING

B2YCXK
2 TOILETS CLOGGED - MENS RESTROOM - TEMP GALLEY - 
BLDG 18

SERVICE 5/7/13 NNMC-000 1 PLUMBING

B327H9 TOILET LEAK  - HITTING FLOOR - BLDG 102, NORTH GATE SERVICE 5/17/13 NNMC-000 1 PLUMBING

B4MV9G
CLOGGED TOILETS - MALE & FEMALE RESTROOMS - 
TEMPORARY DINING GALLEY

SERVICE 5/22/13 NNMC-000 1 PLUMBING

B2XW6H
Blown fluorescents - BLOOD BANK - BLDG 241 - RMS 
013, 012, 011, 010

SERVICE 4/17/13 NNMC-000 1 ELECTRICAL

B4PHTT LEAK B-10A RM-128 SERVICE 6/18/13 NNMC-000 1 HVAC

B2RPWJ LEAK GATE 4 B-106 SERVICE 1/28/13 NNMC-000 1 PLUMBING

B4NRGF PIZZA WARMER HAS NO POWER (220V) - TEMP GALLEY SERVICE 6/7/13 NNMC-000 1 ELECTRICAL

B4SH3F POWER OUT GATES 3 & 4 SERVICE 8/14/13 NNMC-000 1 ELECTRICAL

B4V3SZ -AH BREAKER TRIPPED B-18 TEMP GALLEY SERVICE 9/17/13 NNMC-000 1 ELECTRICAL

B4VGP7 NO POWER TO DISHWASHER - BLDG 18T, TEMP GALLEY SERVICE 9/26/13 NNMC-000 1 ELECTRICAL

B4PGNF REPAIR GFCI OUTLET - BLDG 10A, RM 120 - OUTLET # H5 SERVICE 6/18/13 NNMC-000 1 ELECTRICAL

B4PHKJ
CLOGGED TOILET - MENS AND LADIES RESTROOM - 
TEMP GALLEY BLDG 18

SERVICE 6/18/13 NNMC-000 1 PLUMBING

B4PT6C HOT CALL - BLDG 152 WAREHOUSE SERVICE 6/26/13 NNMC-000 1 HVAC

B2PP26 COLD CALL - PATIENT ROOM - BLDG 9A, RM 4179 SERVICE 1/11/13 NNMC-000 3 HVAC
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B4PHRL
HOT CALL - LABOR & DELIVERY - BLDG 10, 6C, WAITING 
ROOM

SERVICE 6/18/13 NNMC-000 1 HVAC

B4RTXW PATCH & PAINT B-10A HALLWAY NEAR RM-1005 SERVICE 7/31/13 NNMC-000 1 STRUCTURAL

B4SXKN -AH WATER LEAK B-18 RM-N/A SERVICE 8/30/13 NNMC-000 1

B4V3SP -AH REPLACE LENSES B-107 RM-GROUNDS SERVICE 9/12/13 NNMC-000 1 ELECTRICAL

B4PSCN STRIKE PLATE LOOSE, BLDG 18, TEMPORARY GALLEY SERVICE 6/26/13 NNMC-000 1 REPAIR

B4PXNW
CEILING LEAK - B-18 TEMP GALLEY MENS & WOMENS 
RESTROOM

SERVICE 7/2/13 NNMC-000 1 HVAC

B4R93R AH-POWER OUTAGE.NNMC-000, FOOD COURT TRAILER SERVICE 7/7/13 NNMC-000 1

B4RDTM CLOGGED TOILET, BLDG 18, WOMEN'S RESTROOM SERVICE 7/12/13 NNMC-000 1 PLUMBING

B4RY77
REMOVE FREON FROM 15 REFRIGERATORS & 1 AC UNIT - 
GAS STATION LOT

SERVICE 8/2/13 NNMC-000 1 HAZMAT

B4PBFC -AH NO POWER B-18 GALLEY SERVICE 6/14/13 NNMC-000 1

B4PV7B -AH TOILET NOT FLUSHING. B-107 SERVICE 6/27/13 NNMC-000 1

B4RDMW
REPLACE LINE TO WATER SYSTEM FOR SCOPE WASH 
MACHINE - TD-100 - BLDG 9A, RM 2336

SERVICE 7/11/13 NNMC-000 1 PLUMBING

B4SPMS
AH-GUARD SHACKS AT GATES 3 AND 5- DOORS WILL 
NOT SECURE PROPERLY,NNMC-000

SERVICE 8/22/13 NNMC-000 1

B4TZVR
REQUESTING DOOR CODE CHANGED BLDG 226, Crossfit 
Gym

SERVICE 9/13/13 NNMC-000 1 LOCKS

B2PS6K
WARRANTY - LEAKY CEILING - BLDG 82, 2ND FLOOR & 
MENS DEPT

SERVICE 1/16/13 NNMC-000 2 PLUMBING

B2RNXW
WARRANTY - IRRIGATION PIPING SHATTERED ON 
EXTERIOR OF BLDG 82

SERVICE 1/25/13 NNMC-000 2 GROUNDS

B2SXKY
NORTH GATE 1 INBOUND AND OUT BOUND LIGHTS ARE 
NOT WORKING,NORTH GATE 1 INBOUND AND OUT 
BOUND LIGHTS ARE NOT WORKING

SERVICE 1/31/13 NNMC-000 2 ELECTRICAL

B2V99D Locks- Temp Dining Facility SERVICE 3/13/13 NNMC-000 4 LOCKS

B2VKH3
NEW CROSSWALK LIGHTS NOT WORKING - CORNER OF 
RB BROWN & N. PALMER RD - HEADING TO 62

SERVICE 3/26/13 NNMC-000 1 ELECTRICAL

B2XVZM CLOGGED TOILET, B-18, GALLERY TEMP SERVICE 4/17/13 NNMC-000 1 PLUMBING

B2XVMS AH-CLOGGED TOILET-NNMC-18, LADIES ROOM SERVICE 4/15/13 NNMC-000 PLUMBING

B2XX75 EMCOR ASSISTANCE - Buildings 63 and 19 SERVICE 4/19/13 NNMC-000 1 ELECTRICAL

B2XWC9 Locks- Temp Dinning Facilitiy SERVICE 4/18/13 NNMC-000 4 LOCKS

B2Y7W4 AH-NO RUNNING WATER IN MENS ROOM- NNMC-107- SERVICE 4/30/13 NNMC-000 1 PLUMBING
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B2Y7W6 AH-TEMPORARY GALLEY NEEDS TO BE SECURED SERVICE 4/30/13 NNMC-000 1

B2Y94S
TOILET OVERFLOWING - MENS RESTROOM - TEMP 
GALLEY - BLDG 18

SERVICE 5/3/13 NNMC-000 1 PLUMBING

B2YB9W -AH HOT CALL B-N/A RM-N/A BLDG 82 SERVICE 5/4/13 NNMC-000 1

B325XS AH-ELECTRICAL POWER OUTAGE. SERVICE 5/11/13 NNMC-000 1 ELECTRICAL

B4MRYH

AH-LOCK ON THE FRONT ENTRANCE DOOR IS NOT 
FUNCTIONING CORECTLY. IT WILL LOCK BUT WONT 
UNLOCK, NEEDS TO BE FIXED TO SECURE TRAILER-
NNMC-GALLEY TRAILER

SERVICE 5/18/13 NNMC-000 1 LOCKS

B4MSDS -AH REFRIGERATION LEAK B-18 RM-TEMP GALLEY SERVICE 5/20/13 NNMC-000 1

B4MYWR -AH TOILET B-82 RM-FOOD COURT SERVICE 5/25/13 NNMC-000 1

B4MYWV -AH TOO HOT B-82 RM-ENTIRE FLOOR SERVICE 5/26/13 NNMC-000 1

B4NHZC REPAIR POTHOLE - Gunnell Rd SERVICE 6/3/13 NNMC-000 1 REPAIR

B4NL64 -AH CLOGGED TOILET B-18 TEMP GALLEY SERVICE 5/31/13 NNMC-000 1

B4NHGY
6 LIGHTS OUT - BLDG 102, LOBBY, NEXT TO NORTH 
GATE

SERVICE 6/3/13 NNMC-102 1 ELECTRICAL

B4RS7D Repair Leak, Bldg 102 Pass and ID office restroom SERVICE 7/29/13 NNMC-102 1 PLUMBING

B4SXKF -AH LIGHTS OUT B-102 RM-N/A SERVICE 8/29/13 NNMC-102 1

B4RCPC
Generator Alarm Sounding and Replace HVAC filter, Bldg 
102

SERVICE 7/10/13 NNMC-102 1

B3268V WATER LEAK B-102 RM-103 SERVICE 5/15/13 NNMC-102 1 PLUMBING

B4SLHM AH-NO A/C,NNMC-103 SERVICE 8/15/13 NNMC-103 1 HVAC

B4V3K3
AH-PANEL SPARKS WHEN LIGHTENING STRIKES ON THE 
NORHT GATE

SERVICE 9/3/13 NNMC-103 1 ELECTRICAL

B4VGWC
AH-NORTH GATE HAS 3 POWER OUTLETS NOT 
WORKING, NNMC-103

SERVICE 9/26/13 NNMC-103 1

B4NKYV -AH SINK HOLE B-103 SERVICE 6/4/13 NNMC-103 1

B2SXK9 TOILET NOT FLUSHING B-104 SERVICE 2/5/13 NNMC-104 3 PLUMBING

B2SGSR BUSTED PIPE IN GUARD SHACK, NNMC-000, GATE # 2 SERVICE 1/27/13 NNMC-104 2 PLUMBING

B4NB6X HOT CALL B-104 SOUTH GATE SERVICE 5/31/13 NNMC-104 1 HVAC

B4SVKD -AH NO POWER B-104 RM-SOUTH GATE SERVICE 8/25/13 NNMC-104 1

B2SY4L LANE INDICATORS NOT WORKING, NNMC-104 SERVICE 2/4/13 NNMC-104 1 ELECTRICAL



J-1502000-05 Historical Service Orders FY13
CNIC

Page 15 of 242

Work 
Order

Description Work Type Location Priority Failure Class
Reported 

Date

B2XVGS
AH-NO WATER TO OUTSIDE OF GUARD HOUSE.NNMC-
104

SERVICE 4/16/13 NNMC-104 PLUMBING

B2XYV9 REPAINT DOOR - SOUTH GATE, BLDG 104 SERVICE 4/23/13 NNMC-104 1 FCA_PAINT

B4VBVR BACKFLOW PREVENTER LEAKING B-106 GATE 4 SERVICE 9/19/13 NNMC-106 1 PLUMBING

B4RGGP Water leak in overhead B-11 RM-200 THROUGH 204 SERVICE 7/16/13 NNMC-11 1 STRUCTURAL

B4NWBG CEILING LEAK B-11 RM-OUTSIDE RM-205 SERVICE 6/10/13 NNMC-11 1 STRUCTURAL

B4PS6B
REPLACE CEILING TILES - MUSTY SMELL AROUND VENT - 
BLDG 11, RM 210

SERVICE 6/26/13 NNMC-11 1 STRUCTURAL

B4RMZZ REPLACE LIGHTS B-11 RM-127 & 241 SERVICE 7/25/13 NNMC-11 1 STRUCTURAL

B4RN33 REPLACE TILES B-11 RM-127 SERVICE 7/25/13 NNMC-11 1 STRUCTURAL

B4SGV4
WATER LEAK IN CEILING (ESPECIALLY FOLLOWING AND 
DURING A RAIN) - BLDG 11, BASEMENT, ROOM 45 
(COMPUTER LAB)

SERVICE 8/13/13 NNMC-11 1 STRUCTURAL

B2Y5TF REPLACE 3 CEILING TILES SERVICE 4/30/13 NNMC-11 1 STRUCTURAL

B4RGYT CLEAR FAN COIL DRAINAGE THAT LEAKS B-11 RM-107 SERVICE 7/16/13 NNMC-11 1 HVAC

B4RTWK BROKEN AC SWITCH - BLDG 11, RM 285 SERVICE 7/31/13 NNMC-11 1 HVAC

B4RL9S
EXTERIOR HANDICAP DOOR WON'T STAY CLOSED - BLDG 
11, NORTH END

SERVICE 7/23/13 NNMC-11 1 STRUCTURAL

B4PXL4
TOILET NOT WORKING PROPERLY, B-11, LOWER LEVEL 
MENS RESTROOM

SERVICE 7/2/13 NNMC-11 1 PLUMBING

B4SNLF CEILING TILES DAMAGED B-11 RM-10 SERVICE 8/22/13 NNMC-11 1 PLUMBING

B4PWM4 LIGHTS OUT IN HALLWAY, B-11, 1ST FLOOR SERVICE 7/1/13 NNMC-11 1 ELECTRICAL

B4S4NS HANDICAP BUTTON NOT WORKING, B-11 MAIN DOOR SERVICE 8/5/13 NNMC-11 1 ELECTRICAL

B4RGKW
CEILING TILE REPLACED, B-11, NEAR ROOM 145B LADIES 
ROOM

SERVICE 7/16/13 NNMC-11 1 PLUMBING

B4RV66 AC UNIT LEAK, B-11, RM-151 SERVICE 7/31/13 NNMC-11 1 PLUMBING

B4SPRL TOILET CLOGGED B-11 RM-233 SERVICE 8/23/13 NNMC-11 1 PLUMBING

B4TWZB WATER LEAK FROM AC UNIT, BLDG 11, CAGED STORAGE SERVICE 9/10/13 NNMC-11 1 PLUMBING

B4V4BN AC UNIT LEAK, B11, RM-203 SERVICE 9/17/13 NNMC-11 1 PLUMBING

B4VFDM OUTLET NOT WORKING, B-11, RM-163 SERVICE 9/24/13 NNMC-11 1 ELECTRICAL

B4V9SM BLOWN FUSE - USING HEATERS - BLDG 11, RM 133 SERVICE 9/18/13 NNMC-11 1 ELECTRICAL

B2ZBNB
NO HOT WATER - BLDG 11, 2ND FLOOR MENS AND 
LADIES RESTROOMS - RMS 238 & 242

SERVICE 5/10/13 NNMC-11 1 PLUMBING
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B4RLXG LIGHTS OUT B-11 RM-126 SERVICE 7/24/13 NNMC-11 1 ELECTRICAL

B4RLXR LIGHTS OUT B-11 RM-2 MENS RESTROOM SERVICE 7/24/13 NNMC-11 1 ELECTRICAL

B2XVZY
REPLACE BULBS  B-11 PUBLIC RESTROOMS RM-131, 237, 
130, 242, 238

SERVICE 4/17/13 NNMC-11 1 ELECTRICAL

B4RYCT PATCH AND PAINT, BLDG 11, RM 265 SERVICE 8/2/13 NNMC-11 1 FCA_PAINT

B2XT5G NO POWER B-11 RM-41 LOWER LEVEL SERVICE 4/15/13 NNMC-11 1 ELECTRICAL

B4NW6N CEILING TILES REPLACE B-11 RM-176 SERVICE 6/10/13 NNMC-11 1 STRUCTURAL

B4NPVR A/C NOT WORKING B-11 RM-255 SERVICE 6/6/13 NNMC-11 1 HVAC

B4SH66 HOT CALL, B-11, RM-145 SERVICE 8/14/13 NNMC-11 1 HVAC

B4PGBT HOT CALL - BLDG 11   RM 45 SERVICE 6/17/13 NNMC-11 1 HVAC

B4PSXY
NO AC - BLDG 11, RM 263 / HOT CALL - LEAKING AC PAN 
- BLDG 11, RM 199

SERVICE 6/26/13 NNMC-11 1 HVAC

B4PTMJ HOT CALL B-11 RM-205 SERVICE 6/27/13 NNMC-11 1 HVAC

B4PRFT A/C NOT WORKING B-11 BASEMENT HANDICAP RAMP SERVICE 6/25/13 NNMC-11 1 HVAC

B4RHM7 A/C NOT BLOWING B-11 RM-167 SERVICE 7/17/13 NNMC-11 1 HVAC

B4RHSC NO AIR FLOW B-11 RM-180 SERVICE 7/17/13 NNMC-11 1 HVAC

B4RSRB HOT CALL-AC UNIT NOT WORKING, B-11, RM-121 SERVICE 7/30/13 NNMC-11 1 HVAC

B2SLFN
TOO COLD IN THE OPERATING ROOM CAUSING THE FIRE 
ALARM TO GO OFF., NNMC-11, 2120-AH-24HOUR

SERVICE 1/28/13 NNMC-11 4 HVAC

B4MRLB HOT CALL - NO AC - BLDG 11, RM 152 SERVICE 5/20/13 NNMC-11 1 HVAC

B4MVYS HOT CALL B-11 RM-175 DATA CENTER SERVICE 5/23/13 NNMC-11 1 HVAC

B4N6VH HOT CALL - AC NOT WORKING - BLDG 11, RM 203 SERVICE 5/30/13 NNMC-11 1 HVAC

B4NXD7 HOT CALL B-11 RM-211 SERVICE 6/11/13 NNMC-11 1 HVAC

B4RLXV REPLACE TILES B-11 RM-45 SERVICE 7/24/13 NNMC-11 1 STRUCTURAL

B2ZDYY
The Pressure Relief Valve is not holding - BLDG 11, 
BASEMENT, RM 1A

SERVICE 5/14/13 NNMC-11 1 PLUMBING

B4SHMP CANNOT CLOSE WINDOW B-11 RM-189 SERVICE 8/14/13 NNMC-11 1 STRUCTURAL

B4TY7T REPAIR LOOSE WINDOWS - BLDG 11, RMS 185, 188 SERVICE 9/11/13 NNMC-11 1 STRUCTURAL

B4NLJ6 -AH NO A/C B-11 RM-WHOLE BUILDING SERVICE 6/3/13 NNMC-11 1
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B4NS6P CEILING LEAK, B-11, GO  THRU RM-189 TO RM-176 SERVICE 6/7/13 NNMC-11 1 PLUMBING

B4SMBX PATCH & PAINT - Bldg 11, Rm 245A SERVICE 8/20/13 NNMC-11 1 FCA_PAINT

B4RDNP AC LEAK - BLDG 11, RM 203 SERVICE 7/11/13 NNMC-11 1 HVAC

B4RHSF WATER FOUNTAIN KEEPS CLOGGING B-11 RM-176 SERVICE 7/17/13 NNMC-11 1 PLUMBING

B4RRKR REPAIR DAMAGED FLOOR, BLDG 11, RM 239 SERVICE 7/26/13 NNMC-11 1

B4SGGD AC LEAK IN STORAGE ROOM - BLDG 11, RM 011 SERVICE 8/13/13 NNMC-11 1 HVAC

B4SMFV
CEILING TILES REPLACED, B-11,OUTSIDE OF ROOMS 33A, 
46, 204, 197

SERVICE 8/20/13 NNMC-11 1 PLUMBING

B4SPSW
Investigate water leak source B-11 RM-46 and adjacent 
hallway, 33A, 197, 200 & 204

SERVICE 8/23/13 NNMC-11 1 PLUMBING

B4SPMT AH-POWER ALARM PANEL GOING OFF.NNMC-11, 176 SERVICE 8/23/13 NNMC-11 1

B4SPSS
Inoperable or difficult door locks - Bldg 11, Rooms 156 
and 204

SERVICE 8/23/13 NNMC-11 1 LOCKS

B4VCYM
Check the insulation at the ceiling registers to prevent 
sweating – BLDG 11, RMS 200 & 204

SERVICE 9/23/13 NNMC-11 1 HVAC

B2TJ3N HANDYMAN - MOVE FURNITURE B-11 RM-151 SERVICE 2/25/13 NNMC-11 3 LABOR

B2VHLM -AH SERVER ROOM TOO HOT B-11 RM-45 SERVICE 3/19/13 NNMC-11 1

B2XWC3 AH-HOT NETWORK CLOSET-NNMC-11,rm-105 SERVICE 4/16/13 NNMC-11 1 HVAC

B2XX5L
REVERSE LOCKING MECHANISM - BLDG 11, ACROSS 
FROM RM 103

SERVICE 4/19/13 NNMC-11 1 LOCKS

B2XWDH
AH-NO HOT WATER IN EITHER REST ROOM-11RMS 186 
& 187-

SERVICE 4/17/13 NNMC-11 1 PLUMBING

B2XY3S -AH HOT CLOSET B-11- RM 105 SERVICE 4/17/13 NNMC-11 1 HVAC

B2Y2BS COLD CALL, Bldg 11 Rm 259 SERVICE 4/26/13 NNMC-11 1 HVAC

B2Y2BH
AHREVERSE LOCKING MECHANISM-CONSTRUCTION PUT 
IT ON BACKWARDS-BUILDING 11, ACROSS FROM ROOM 
103

SERVICE 4/22/13 NNMC-11

B4MVYN LEAK B-11 RM-175 DATA CENTER BATHROOM SERVICE 5/23/13 NNMC-11 1 HVAC

B4PM7D LEAK B-11 BASEMENT RM-ACROSS FROM CAGE ROOM SERVICE 6/19/13 NNMC-11 1 PLUMBING

B4PMBC
LEAKING AC - STEADY DRIP - WET CARPET - BLDG 11, 
RM 113

SERVICE 6/19/13 NNMC-11 1 HVAC

B4NL7J -AH HOT CALL B-11 RM-184 SERVICE 6/3/13 NNMC-11 1

B2XSF5 leak in locksmith office, b-13, SERVICE 4/12/13 NNMC-13 1 PLUMBING

B4RXZ6
Replace filters for HVAC systems at Bldgs 147, 153, 226, 
and 239

SERVICE 8/2/13 NNMC-147 1 HVAC
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B4P9SZ TOILET RUNNING B-147 SERVICE 6/13/13 NNMC-147 1 PLUMBING

B4R6S3
SLOW DRAIN ON WATER FOUNTAIN B-147 NEAR FEMAIL 
RESTROOM

SERVICE 7/8/13 NNMC-147 1 PLUMBING

B4SK7T KEY SPINS, B-147, FRONT DOOR SERVICE 8/15/13 NNMC-147 1 LOCKS

B4SGK6 PATCH AND PAINT, B-147, NEAR WOMENS RESTROOM SERVICE 8/13/13 NNMC-147 1 FCA_PAINT

B2XW52 ISSUE WITH AC OUTSIDE B-148 SERVICE 4/17/13 NNMC-148 1 HVAC

B2NYGM Lights, B-15, Basement hallway SERVICE 1/7/13 NNMC-15 2 ELECTRICAL

B4SFKZ EXHAUST FAN BELT CAME OFF, B-152, WAREHOUSE SERVICE 8/12/13 NNMC-152 1 HVAC

B4RDM7 -AH A/C LEAK B-152 RM-N/A SERVICE 7/11/13 NNMC-152 1

B2SXXP
INSTALL NEW THERMOSTAT - LABEL WIRES - BLDG 152 , 
LEFT OFFICE

SERVICE 2/5/13 NNMC-152 1

B4NZHC
SINK DRAIN PIPE BUSTED B-153 LADIES RESTROOM 
RIGHT SINK

SERVICE 6/12/13 NNMC-153 1 PLUMBING

B4S4HK A/C NOT WORKING B-153 SERVICE 8/5/13 NNMC-153 1 HVAC

B2WS5S HOT CALL - NO AC  - BLDG 147 SERVICE 4/8/13 NNMC-153 1 HVAC

B326ZG AH-POWER OUTAGE-NNMC-153 SERVICE 5/15/13 NNMC-153 1 ELECTRICAL

B4N6CP POWER OUTAGE - LIGHTS OUT - BLDG 153 SERVICE 5/30/13 NNMC-153 1 ELECTRICAL

B4NL3M Repair HVAC Controller, Bldg. 153 SERVICE 6/4/13 NNMC-153 1 HVAC

B4RV9T
POWER OUTAGE - KEEPS THROWING BREAKER - BLDG 
20 TRAILER, RM 5

SERVICE 7/31/13 NNMC-20 1 ELECTRICAL

B4RLKB
OUTLET NOT WORKING, VENDING MACHING, B-20, FIRE 
DEPARTMENT

SERVICE 7/23/13 NNMC-20 1 ELECTRICAL

B4NPVW BAY DOOR #3 INOPERABLE B-20 FIRE DEPT. SERVICE 6/6/13 NNMC-20 1 CONVEYING

B4TRRB AH-B-20, RM-4,POWER OUTAGE SERVICE 9/3/13 NNMC-20 1 ELECTRICAL

B4TSJJ CURTAILMENT OUTAGE SUPPORT B-20, 32, &241 SERVICE 9/5/13 NNMC-20 1 ELECTRICAL

B4R7ZR
AH-FUSE BLOWN AT THE FIRE HOUSE-NNMC-20,ENGINE 
BAY

SERVICE 7/6/13 NNMC-20 1

B4PTXT SERVICE AIR COMPRESSOR B-20 SERVICE 6/28/13 NNMC-20 1 ELECTRICAL

B4PV7M -AH WATER LEAK B-20 RM-TEMP TRAILER SERVICE 6/28/13 NNMC-20 1

B4SVS3 -AH LIGHTS OUT B-20T BATHROOM SERVICE 8/26/13 NNMC-20 1

B2XRKV TOILET LEAKING, B-20, BATHROON FIRE STATION SERVICE 4/12/13 NNMC-20 1 PLUMBING
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B4MS9Y
AH- FIRE DEPARTMENT REQUESTING AN ELECTRICIAN, 
HEAVY BURN ORDER- nnmc-20,

SERVICE 5/18/13 NNMC-20 1 ELECTRICAL

B2SZ5F WAREHOUSE 203 - STEAM LEAK (RED PIPE) SERVICE 2/7/13 NNMC-203 1 HVAC

B4NLJ7 -AH UNCLOG DRAIN B-22 RM-LOADING DOCK SERVICE 6/3/13 NNMC-22 1

B4S4YV NO LIGHTS AFTER DARK B-226 OUTSIDE LIGHTS SERVICE 8/5/13 NNMC-226 1 ELECTRICAL

B2Y83D OUTSIDE LIGHTS WON'T TURN AT BREAKER - BLDG 226 SERVICE 5/2/13 NNMC-226 1 ELECTRICAL

B2XVWM LEAK HVAC VENT B-226 SERVICE 4/17/13 NNMC-226 1

B4TP4Z REWORK-OPEN AIR DAMPER, B-239- RM-131 SERVICE 9/3/13 NNMC-239 1 HVAC

B327HM Little cool air circulation - Building 24 SERVICE 5/17/13 NNMC-24 1 HVAC

B4RLMV SHOWER DRAIN CLOGGED B-24 RM-7 SERVICE 7/23/13 NNMC-24 1 PLUMBING

B4V9Z9 Building 24, Room 2—Shower Drain Clogged SERVICE 9/18/13 NNMC-24 1 PLUMBING

B2Y87R Exposed wires in a junction box in FH #1 (Bldg. 24) SERVICE 5/2/13 NNMC-24 1 ELECTRICAL

B4PXCP REPAIR WALKWAY LIGHT BLDG-24 SERVICE 7/2/13 NNMC-24 1 ELECTRICAL

B4RKZX NO LIGHTS IN AREA B-24 RM-4 BATHROOM SERVICE 7/22/13 NNMC-24 1 ELECTRICAL

B4RY7Y
LEAKING PIPE UNDER SINK - INTO CABINET - BLDG 24, 
RM 7

SERVICE 8/2/13 NNMC-24 1 PLUMBING

B2XVY4 HOT CALL - Fisher House, BLDG 24, 1ST SERVICE 4/17/13 NNMC-24 1 HVAC

B4R9XF
AH- NO AC IN GUEST ROOM AND COMMON AREA-B-24, 
RM-8

SERVICE 7/8/13 NNMC-24 1

B4NW4X CEILING LEAK, B-24, FISHER HOUSE 1, SUITE 1 SERVICE 6/10/13 NNMC-24 1 PLUMBING

B4RSKZ
PATCH & PAINT - CEILING - B-24, FISHER HOUSE 1, SUITE 
1

SERVICE 7/30/13 NNMC-24 1 FCA_PAINT

B4RSLH PATCH & PAINT - CEILING - BLDG 67, RM 207 SERVICE 7/30/13 NNMC-24 1 FCA_PAINT

B2XZFG
Water continuously running after toilet is flushed - Bldg. 
24 (F.H.#1)

SERVICE 4/24/13 NNMC-24 1 PLUMBING

B2Y5SD AH-CLOGGED TOILET-NNMC-24- SERVICE 4/26/13 NNMC-24 1 PLUMBING

B2Y5SH AH-CLOGGED TOILET-NNMC-24- SERVICE 4/26/13 NNMC-24 1

B4PVD3
Repair CEILING WHERE SPRINKLER HEAD WAS REPAIRED 
 - Bldg. 25 (FH2) lobby area

SERVICE 6/28/13 NNMC-25 1 STRUCTURAL

B4RV6Y
Little AC generating on 2nd Floor Rooms - Building 25, 
Rooms 4 THRU 8

SERVICE 7/31/13 NNMC-25 1 HVAC

B4NWS9 DOOR NOT CLOSING PROPERLY B-25 RM-2(FH2) SERVICE 6/10/13 NNMC-25 1 STRUCTURAL
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B4NWTK AH-CEILING LEAKING.NNMC-25, rm-6 SERVICE 6/8/13 NNMC-25 1 PLUMBING

B4RCSD CLOGGED SHOWER DRAIN, B-25, RM-6, FISHER HOUSE SERVICE 7/10/13 NNMC-25 1 PLUMBING

B2YR73 SINK LEAK B-25 RM-5 SERVICE 5/8/13 NNMC-25 1 PLUMBING

B4PPYB LIGHT OUT B-25 FISHER HOUSE SERVICE 6/24/13 NNMC-25 1 ELECTRICAL

B4PGNV Repair sprinkler head - Bldg. 25 (FH2) lobby area SERVICE 6/18/13 NNMC-25 1 PLUMBING

B2WVNR
PATCH & PAINT - TOUCH UP Building 25 Fisher House # 
2 Room #1

SERVICE 4/10/13 NNMC-25 1 STRUCTURAL

B4RDMF -AH ACTIVE LEAK IN THE CEILING B-25 RM- HALLWAY SERVICE 7/10/13 NNMC-25 1

B2TVB9 SHOWER DRAIN CLOGGED B-25 RM-6 SERVICE 3/4/13 NNMC-25 1 PLUMBING

B2Y6BR
AH-NO HOT WATER IN SINK AND NO WATER COMING 
OUT SHOWER AT ALL-NNMC-25-ROOM 5-

SERVICE 4/28/13 NNMC-25 1 PLUMBING

B2Y96D PATCH & PAINT - Building 25, Room 8 SERVICE 5/3/13 NNMC-25 1 FCA_PAINT

B325XT AH-SEVERE CEILING LEAK. FISHER HOUSE 5 RM-207 SERVICE 5/11/13 NNMC-25 1 PLUMBING

B2NX29 NO HEAT B-256 SERVICE 1/3/13 NNMC-256 3 HVAC

B4PXBP BULGING CEILING TILE - BLDG 26, RM 117 SERVICE 7/2/13 NNMC-26 1 STRUCTURAL

B4RL6H LEAKING CEILING B-26 RM-117 SERVICE 7/23/13 NNMC-26 1 STRUCTURAL

B4R9VM REPAIR FALLING TILES B-26 RM-137 SERVICE 7/9/13 NNMC-26 1 STRUCTURAL

B4RJVZ CEILING TILE BULGING - BLDG 26, RM 134 SERVICE 7/19/13 NNMC-26 1 STRUCTURAL

B4SVLZ REPLACE LIGHT BULBS / CEILING TILES - BLDG 26 SERVICE 8/29/13 NNMC-26 1 STRUCTURAL

B326S8 CEILING TILES WATER SPOTS B-26 RM-112 SERVICE 5/16/13 NNMC-26 1 STRUCTURAL

B4NX9Y CEILING TILES REPLACE B-26 SERVICE 6/11/13 NNMC-26 1 STRUCTURAL

B4PBDZ REPAIR FAN COIL UNIT B-26 RM-113 & 117 SERVICE 6/14/13 NNMC-26 1 HVAC

B2SY38 DISH WASHER LEAK B-26 KITCHEN RM-142 SERVICE 2/5/13 NNMC-26 1 APPLIANCE

B4SKKN CRACKED DOOR B-26 RM-142 SERVICE 8/15/13 NNMC-26 1 STRUCTURAL

B4RFY3 PUSH BAR KEEP STICKING, B-26, RM 135- CDC SERVICE 7/15/13 NNMC-26 1 STRUCTURAL

B4NWPV DRAIN CLOGGED B-26 RM-142 KITCHEN SERVICE 6/10/13 NNMC-26 1 PLUMBING

B4SPMJ
FAUCET MAKES LOUD NOISE WHEN TURNED ON B-26 
RM-131

SERVICE 8/23/13 NNMC-26 1 PLUMBING
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B4R4FZ CLOGGED SINK, B-26, RM-131 SERVICE 7/3/13 NNMC-26 1 PLUMBING

B4RSGL
OUTLET NOT WORKING / SHED IS LOOSE, TODDLER 
PLAYGROUND, BLDG 26

SERVICE 7/29/13 NNMC-26 1 ELECTRICAL

B4R6V9 CLOGGED SINK & SINK SPRAYER B-26 RM-112 & 115 SERVICE 7/8/13 NNMC-26 1 PLUMBING

B4S6YZ FAUCET LEAK - BLDG 26, RM 137 & 126 SERVICE 8/7/13 NNMC-26 1 PLUMBING

B4S6ZC LIGHTS OUT, B-26, RM-132 AND NEAR HALLWAY SERVICE 8/7/13 NNMC-26 1 ELECTRICAL

B4S6ZD CEILING TILE B-26, RM-138 SERVICE 8/7/13 NNMC-26 1 PLUMBING

B4SGN6 SINK LEAKING UNDERNEATH B-26 RM-121 SERVICE 8/13/13 NNMC-26 1 PLUMBING

B4SPMB
AH-CLOGGED TOILET IN ONE THE CLASSROOMS, NNMC-
26,135

SERVICE 8/23/13 NNMC-26 1 PLUMBING

B4STCK
LOOK FOR MOSITURE AND REPLACE CEILING TILE/ B-26, 
FRONT LOBBY

SERVICE 8/27/13 NNMC-26 1 PLUMBING

B4TWZM -AH PLUMBING ISSUES B-26 RM-132 & 133 SERVICE 9/10/13 NNMC-26 1 PLUMBING

B4VD64 LOW WATER PRESSURE, B-26, RM-117, CDC SERVICE 9/23/13 NNMC-26 1 PLUMBING

B4VDZY
LIGHTS OUT / ALARM NOT WORKING TO DOOR, B-26 
RM- 120 CDC

SERVICE 9/24/13 NNMC-26 1 ELECTRICAL

B2XWCJ TOILET CLOGGED B-26 CDC RM-135 SERVICE 4/18/13 NNMC-26 1 PLUMBING

B2XWX4 CLOGGED SINK B-26 RM-138 SERVICE 4/19/13 NNMC-26 1 PLUMBING

B2YRWJ WATER FOUNTAIN B-26 CDC PLAYGROUND SERVICE 5/9/13 NNMC-26 1 PLUMBING

B2ZD6G CLOGGED ICE MACHINE DRAIN B-26 RM-142 SERVICE 5/14/13 NNMC-26 1 PLUMBING

B326RD KITCHEN SINK CLOGGED B-26 RM-112 SERVICE 5/16/13 NNMC-26 1 PLUMBING

B4TX33 -AH FLOOR CRACK B-9 RM-3585 SERVICE 9/9/13 NNMC-26 1 STRUCTURAL

B4NKNV REPAIR CARPET B-26 RM-122 SERVICE 6/4/13 NNMC-26 1 STRUCTURAL

B4V3XR Repairs for walk-in freezer - BLDG 26 SERVICE 9/17/13 NNMC-26 1 APPLIANCE

B2Y68Z Repair Leak in Mechanical Room - BLDG 26 SERVICE 5/1/13 NNMC-26 1 PLUMBING

B4PSXP
LEAKING BROWN LIQUID FROM UNDERNEATH SINK - 
BLDG 26, RM 107

SERVICE 6/26/13 NNMC-26 1 PLUMBING

B4RRGD LOOSE SINK - ABOUT TO FALL OFF - BLDG 26, RM 111 SERVICE 7/26/13 NNMC-26 1 PLUMBING

B4RSZH CLOGGED TOILET - BLDG 26, RM 132 SERVICE 7/30/13 NNMC-26 1 PLUMBING

B4SSMX CLOGGED TOILET - BLDG 26, RM 135 SERVICE 8/26/13 NNMC-26 1 PLUMBING
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B4TXTC TOILET LEAKS WHEN FLUSHED – BLDG 26, RM 140 SERVICE 9/11/13 NNMC-26 1 PLUMBING

B2XYTK CLOGGED TOILET - BLDG 26, RM 135 SERVICE 4/23/13 NNMC-26 1 PLUMBING

B4RMJX LIGHTS OUT B-26 RM-134 SERVICE 7/25/13 NNMC-26 1 ELECTRICAL

B4R9VT NO LIGHTS B-9 RM-1676 SERVICE 7/9/13 NNMC-26 1 ELECTRICAL

B4NHKY LIGHTS OUT B- 26 KITCHEN RM 142 SERVICE 6/3/13 NNMC-26 1 ELECTRICAL

B4NXB4 CEILING LIGHTS REPLACE B-26 SERVICE 6/11/13 NNMC-26 1 ELECTRICAL

B4PXLV
BATHROOM GATE / STAINED CEILING TILES / HOT 
WATER SPLASHES FROM FAUCET - BLDG 26

SERVICE 7/2/13 NNMC-26 1 MISC

B2T7CV PATCH N PAINT B-26 RM-PLAYGROUNDS SERVICE 2/12/13 NNMC-26 1 STRUCTURAL

B4SFMM SINK LEAK ONTO FLOOR B-26 RM-140 SERVICE 8/12/13 NNMC-26 1 PLUMBING

B4PNZR Bldg 26 MER Repair Pump #1 SERVICE 6/21/13 NNMC-26 1 PLUMBING

B4PGHY WALK IN REFRIGERATOR B-26 RM-142 SERVICE 6/18/13 NNMC-26 1 APPLIANCE

B2NXNS Walk in Refrigerator Temperature, B-26, Kitchen SERVICE 1/4/13 NNMC-26 3 APPLIANCE

B4RC9C
LOUD BUZZING NOISE FROM AIR CONDITIONER B-26 RM-
117

SERVICE 7/9/13 NNMC-26 1 HVAC

B4PMGB HOT CALL - TOO HOT IN ALL OF BLDG 26 SERVICE 6/19/13 NNMC-26 1 HVAC

B4RRD9
BROKEN LIGHT SWITCH - LOBBY NEAR FRONT DESK - 
BLDG 26

SERVICE 7/26/13 NNMC-26 1 ELECTRICAL

B4S4LB NO HOT WATER B-26 KITCHEN SERVICE 8/5/13 NNMC-26 1 PLUMBING

B4PPVY WALK IN FREEZER OUT OF SPEC B-26 RM-142 KITCHEN SERVICE 6/24/13 NNMC-26 1 HVAC

B4RCL4 HOT CALL, B-26, RM-112- CHILD DEVELP CENTER SERVICE 7/10/13 NNMC-26 1 HVAC

B4RGNF HOT CALL - NO AC - BLDG 26, RM 106 SERVICE 7/16/13 NNMC-26 1 HVAC

B4RKNN AH-TOO HOT IN CDC, NNMC-26, RM-113 SERVICE 7/18/13 NNMC-26 1 HVAC

B4RSRK COLD CALL - TOO COLD - BLDG 26, RM 113 SERVICE 7/30/13 NNMC-26 1 HVAC

B4TZG6 HOT CALL, B-26, WHOLE BUILDING CDC SERVICE 9/13/13 NNMC-26 1 HVAC

B4VCZ7 COLD CALL, B-26, RM-113, CDC SERVICE 9/23/13 NNMC-26 1 HVAC

B2RNYX COLD CALL - BLDG 26, RM 106 SERVICE 1/25/13 NNMC-26 3 HVAC

B2XX3K HOT CALL B-26 RM-132, 133, 134 & 135 SERVICE 4/19/13 NNMC-26 1 HVAC
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B3279L WALK IN REFRIGERATOR B-26 RM-142 SERVICE 5/17/13 NNMC-26 1 HVAC

B4MVMP WALK IN FREEZER LEAKING B-26 KITCHEN SERVICE 5/22/13 NNMC-26 1 HVAC

B4VD7T
BASEBOARD MOLDING COMING OFF /  LOOSE FENCE 
RAILING - BLDG 26, RM 117

SERVICE 9/23/13 NNMC-26 1 STRUCTURAL

B4NLDZ LOOSE HANDICAP BUTTON B-26 FRONT DOOR SERVICE 6/5/13 NNMC-26 1

B4NNF9 -AH LEAK B-26 RM-139 SERVICE 6/3/13 NNMC-26 1

B4TSGN DOOR BUZZER NOT WORKING B-26 RM-134 SERVICE 9/5/13 NNMC-26 1 ELECTRICAL

B4RCBN
PATCH & PAINT COLUMNS IN INFANT, TODDLER & PRE-
SCHOOL PLAYGROUNDS B-26

SERVICE 7/9/13 NNMC-26 1 STRUCTURAL

B4RCC3
WINDOW SCREEN LOOSE PRE-TODDLER PLAYGROUND 
AREA B-26

SERVICE 7/9/13 NNMC-26 1 STRUCTURAL

B4RCCC EXPOSED CAPS ON DRAINS PRE-TODDLER B-26 SERVICE 7/9/13 NNMC-26 1 PLUMBING

B4RC96 EXIT DOOR ALARM NOT WORKING B-26 RM-120 SERVICE 7/9/13 NNMC-26 1 ELECTRICAL

B4R9XB AH- SEVERE WATER LEAK-NNMC-26-ROOM 113 SERVICE 7/8/13 NNMC-26 1

B4RKK7 DOOR KEEP GETTING STUCK- B-26, RM 128 SERVICE 7/22/13 NNMC-26 2 REPAIR

B4RSGK
SHARPE EDGES AROUND FENCE - PRESCHOOL 
PLAYGROUND, BLDG 26

SERVICE 7/29/13 NNMC-26 1 REPAIR

B4NR7M GUTTERS CLEAN, B-26- CDC SERVICE 6/7/13 NNMC-26 1 MISC

B4NZV4 CARPET LIFTING UP, B-26, RM-140, CDC SERVICE 6/13/13 NNMC-26 1 REPAIR

B4PPVZ PATCH & PAINT B-26 PLAYGROUND SERVICE 6/24/13 NNMC-26 1 STRUCTURAL

B4RJW3 DOOR WON'T LATCH - BLDG 26, RM 119 SERVICE 7/19/13 NNMC-26 1 LOCKS

B4RJXF Sink Leak, BLdg 26, Rm 135 SERVICE 7/19/13 NNMC-26 1

B4RLVY LOOSE FENCE WIRE - BLDG 26, INFANT PLAYGROUND SERVICE 7/24/13 NNMC-26 1 REPAIR

B4RRGJ
REPAIR/REPLACE RUSTING FENCE - PRE TODDLER 
PLAYGROUND, BLDG 26

SERVICE 7/26/13 NNMC-26 1 REPAIR

B4RMY3
CARPET STRIP NEEDS TO BE RE-GLUED TO FLOOR - BLDG 
26, RM 122

SERVICE 7/25/13 NNMC-26 1 REPAIR

B4RMY7 -AH LEAKING UNDER SINK B-26 RM-132 SERVICE 7/24/13 NNMC-26 1

B4S6YM PATCH & PAINT - BLDG 26, RM 132, 133, 135, 137 & 138 SERVICE 8/7/13 NNMC-26 1 FCA_PAINT

B4SFPL CLOGGED SINK, B-26, RM-114, CDC SERVICE 8/12/13 NNMC-26 1 PLUMBING

B4SFPM PATCH AND PAINT, B-26, RMS 131 & 141, CDC SERVICE 8/12/13 NNMC-26 1 FCA_PAINT
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B4SFVM DOOR BUZZER NOT WORKING B-26 RM-122 SERVICE 8/12/13 NNMC-26 1 ELECTRICAL

B4SVSL -AH HOT WATER TOO HOT B-26 WHOLE BUILDING SERVICE 8/26/13 NNMC-26 1

B4V9YZ -AH CLOSET SINK CLOGGED B-26 RM-108 SERVICE 9/17/13 NNMC-26 1 PLUMBING

B4VGNY HANDICAP BUTTON COMING OFF B-26 MAIN ENTRANCE SERVICE 9/26/13 NNMC-26 1 ELECTRICAL

B2SXH3 REPAIR OR REPLACE HOT WATER COIL AHU-1, BLDG 26 SERVICE 2/4/13 NNMC-26 1 HVAC

B2SY4V TOO COLD IN THE ENTIRE CENTER,NNMC-26 AH SERVICE 2/4/13 NNMC-26 1 HVAC

B4PGPM
2 LOOSE GATES - BOARDS ON GATES - PRE TODDLER 
PLAYGROUND - BLDG 26

SERVICE 6/18/13 NNMC-26 1 REPAIR

B2XZ7X
COLD CALL- B-26, RMS- 115, 117, 118, AND FRONT DESK 
AREA- CDC

SERVICE 4/24/13 NNMC-26 1 HVAC

B2XZN4 NO HOT WATER, B-26, RMS-124, 125, & 126- CDC SERVICE 4/24/13 NNMC-26 1 PLUMBING

B2YB7H COLD CALL / DOOR WON'T CLOSE - BLDG 26 SERVICE 5/6/13 NNMC-26 1 LOCKS

B2Y5Y6 DOOR BELL & TOILET INOP B-26 RM-121 SERVICE 4/30/13 NNMC-26 1 REPAIR

B2Z9T2 CLOGGED TOILET, B-26- RM-140 SERVICE 5/10/13 NNMC-26 1 PLUMBING

B4MVBX CEILING TILE, B-26, RM-117- CDC SERVICE 5/22/13 NNMC-26 1 PLUMBING

B4MXCM -AH DOOR STUCK B-26 RM-115 & 119 SERVICE 5/22/13 NNMC-26 1

B4NB4Z RESTORE WATER B-26 CDC PLAYGROUND SERVICE 5/31/13 NNMC-26 1 PLUMBING

B4RLLM
WATER GETS INTO ELECTRICAL PANEL WHEN IT RAINS - 
REAR ROOM OF MINI-MART - NEX, BLDG 31

SERVICE 7/23/13 NNMC-31 1 ELECTRICAL

B2WVK5 LIGHTS OUT, B-31, STOCK ROOM- QUICK MART SERVICE 4/9/13 NNMC-31 1 ELECTRICAL

B2YRD5 -AH WATER LEAK B-31 RM-BACK ROOM SERVICE 5/7/13 NNMC-31 1 PLUMBING

B4NPT7
Repair 6 fire extinguisher boxes - BLDG 32 - VARIOUS 
FLOORS

SERVICE 6/6/13 NNMC-32 1 FIRE EQUIPMENT

B4RMBV
EMCOR ASSISTANCE - TURN OFF LIGHTS B-32 7TH 
FLOOR AND UP

SERVICE 7/24/13 NNMC-32 1 ELECTRICAL

B4TRXY
POWER OUTAGE AT BLDG 32; NO LIGHTS, NO POWER 
AT GATE ARMS, AND NUMBER PANELS

SERVICE 9/4/13 NNMC-32 1 ELECTRICAL

B4R4CK AC NOT FUNCTIONING, B-32- ELEVATOR # 4 MR SERVICE 7/3/13 NNMC-32 1 HVAC

B4RSLS -AH BARRIER NOT WORKING B-32 SERVICE 7/29/13 NNMC-32 1

B4N69W Repair Broken Door, Bldg. 32 SERVICE 5/29/13 NNMC-32 1 REPAIR

B4NX7R
AH-BARRIARS FACING FISHER HOUSE ARE  NOT 
WORKING- nnmc-32

SERVICE 6/10/13 NNMC-32 1 ELECTRICAL
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B4PG3K
LOSS OF POWER TO DROP ARMS - PARKING GARAGE - 
BLDG 32

SERVICE 6/17/13 NNMC-32 1 ELECTRICAL

B4NL76 -AH GATES B-32 RM-PARKING GARAGE SERVICE 6/2/13 NNMC-32 1

B4VCD4
Door slams shut instead of easing closed - B33, Ground 
Floor

SERVICE 9/20/13 NNMC-33 1 STRUCTURAL

B2SY4R
WATER LEAK- CEILING TILES ON THE FLOOR. REPAIR 
AND REPLACE TILES-NNMC-35, AH

SERVICE 2/4/13 NNMC-35 1 PLUMBING

B4TSCR
DOOR MISALIGNED - HARD TO OPEN - STICKING ON 
BASE PLATE - BLDG 50, WOUNDED WARRIOR - REAR OF 
LOBBY GOING TO COURTYARD

SERVICE 9/5/13 NNMC-50 1 STRUCTURAL

B4TVTD -WWP DOOR STICKING B-50 RM-FRONT DOOR SERVICE 9/6/13 NNMC-50 1 STRUCTURAL

B4TZ9Z -WWP DOOR INOP B-50 RM-MAIN LOBBY SERVICE 9/11/13 NNMC-50 1 STRUCTURAL

B4VGBK -WWP REPAIR DOOR B-50 PATIO SERVICE 9/24/13 NNMC-50 1 STRUCTURAL

B4VJ4W -WWP AUTOMATIC DOOR B-50 FRONT DOORS SERVICE 9/29/13 NNMC-50 1 STRUCTURAL

B4PRV6 AH-REPAIR EMERGENCY LIGHTS-b-50-221/116 SERVICE 6/24/13 NNMC-50 1 ELECTRICAL

B4SMRS
WWP-VENTS ABOVE SINK ARE LEAKING WATER. NNMC-
50, RM 115

SERVICE 8/19/13 NNMC-50 1 PLUMBING

B4VCHK -WWP LIGHT OUT B-50 RM-100 SERVICE 9/19/13 NNMC-50 1 ELECTRICAL

B4VFP6 -WWP POWER OUTAGE B-50 RM-328 SERVICE 9/23/13 NNMC-50 1 ELECTRICAL

B4SMRD WWP-A/C WON'T TURN OFF. NNMC-50, RM 306 SERVICE 8/19/13 NNMC-50 1 HVAC

B4SPNH WWP-AC NOT WORKING, NNMC-50, RM 214 SERVICE 8/22/13 NNMC-50 1 HVAC

B2XSSM -WWP A/C NOT WORKING B-50 RM-202 B WING SERVICE 4/12/13 NNMC-50 1 HVAC

B4NNP4 -WWP THERMOSTAT B-50 RM-118 SERVICE 6/3/13 NNMC-50 1

B4NNRY -WWP HOT CALL B-50 RM-307 & 310 SERVICE 6/3/13 NNMC-50 1

B4SHFM -WWP A/C NOT WORKING B-50 RM-202 SERVICE 8/13/13 NNMC-50 1

B4SHFS -WWP REPLACE SHOWER SEAL B-50 RM-206 & 314 SERVICE 8/13/13 NNMC-50 1

B4SKXZ FIRE PANEL ALARM , BLDG 50 SERVICE 8/16/13 NNMC-50 1 FIRE EQUIPMENT

B4SKYC REPAIR WINDOW SCREENS, BLDG 50 SERVICE 8/16/13 NNMC-50 1 REPAIR

B4SKKF -WWP DOOR ADJUST B-50 RM-200 SERVICE 8/14/13 NNMC-50 1

B4TTFD -WWP NO AIRFLOW B-50 RM-109 SERVICE 9/5/13 NNMC-50 1

B4PP4P -WWP MOLD B-50 RM-300 SERVICE 6/20/13 NNMC-50 1
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B4PP4N -WWP LIGHT OUT B-50 RM-228 SERVICE 6/20/13 NNMC-50 1

B4PP49 -WWP RECAULK B-50 RM-314 SERVICE 6/19/13 NNMC-50 1

B4PP4S -WWP DOOR LATCH B-62 RM-112E SERVICE 6/20/13 NNMC-50 1

B4PPYY -WWP LIGHTS OUT B-50 RM-228 SERVICE 6/21/13 NNMC-50 1

B4PPZ3 -WWP LIGHTS OUT B-50 RM-112 SERVICE 6/22/13 NNMC-50 1

B4PWTJ -WWP HANDICAP DOOR BROKEN B-50 SERVICE 6/28/13 NNMC-50 1

B4RGBB -WWP LEAK IN BASEMENT B-50 SERVICE 7/11/13 NNMC-50 1

B4RGBV -WWP DOOR NOT SECURING B-50 RM-N/A SERVICE 7/11/13 NNMC-50 1

B4RSBV -WWP DOOR HINGE B-50 RM-130 SERVICE 7/24/13 NNMC-50 1

B4RSBZ -WWP NO HOT WATER B-50 RM-124 SERVICE 7/24/13 NNMC-50 1

B4RSFJ -WWP WARDROBE B-50 RM-109 SERVICE 7/25/13 NNMC-50 1

B4RSFK -WWP LIGHT OUT B-50 RM-210 SERVICE 7/25/13 NNMC-50 1

B4RSFX -WWP REPLACE WINDOW SCREEN B-50 RM-316 SERVICE 7/26/13 NNMC-50 1

B4RVG4 -WWP NO A/C IN TWO ROOMS B-50 RM-110 & 309 SERVICE 8/1/13 NNMC-50 1

B4RVSP -WWP LIGHT OUT B-50 RM-234 SERVICE 7/31/13 NNMC-50 1

B4RVSR -WWP A/C NOT WORING B-50 RM-303 SERVICE 7/31/13 NNMC-50 1

B4S9HY -WWP NO A/C B-50 RM-229, 124, & 112 SERVICE 8/6/13 NNMC-50 1

B4S9J6 -WWP LIGHTS OUT B-50 RM-HALLWAY SERVICE 8/6/13 NNMC-50 1

B4S9JW -WWP SHOWERHEAD LEAKING B-50 RM-109 SERVICE 8/6/13 NNMC-50 1

B4S9RX -AH A/C NOT WORKING B-50 RM-123 & 303 SERVICE 8/7/13 NNMC-50 1

B4PHSY -WWP CLOGGED SINK B-50 RM-124 SERVICE 6/14/13 NNMC-50 1

B4PBFJ -AH NO ACCESS B-50 RM-324 SERVICE 6/13/13 NNMC-50 1

B4P7Y7 -WWP OPEN SAFE B-50 RM-104 BWING SERVICE 6/12/13 NNMC-50 1

B4PTGV -WWP WINDOW SCREEN B-50 RM-314 SERVICE 6/26/13 NNMC-50 1

B4PTH9 -WWP LIGHT SWITCH INOP B-50 RM-314 SERVICE 6/26/13 NNMC-50 1
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B4PVBT -WWP HALLWAY LIGHT B-50 RM-126 SERVICE 6/27/13 NNMC-50 1

B4PVBW -WWP FIRE DOOR B-50 RM-N/A SERVICE 6/27/13 NNMC-50 1

B4R4GR -AH THERMOSTAT INOP B-50 RM-309 SERVICE 7/2/13 NNMC-50 1

B4R4H7 -AH A/C LOUD B-50 RM-314 SERVICE 7/1/13 NNMC-50 1

B4RJFD -WWP DOOR NOT WORKING B-50 PATIO SERVICE 7/18/13 NNMC-50 1

B4RLBF -WWP REPLACE FILTERS B-50 RM-100 SERVICE 7/23/13 NNMC-50 1

B4RLBH -WWP OPEN SAFE B-50 RM-324 SERVICE 7/19/13 NNMC-50 1

B4RLBN -WWP THERMOSTAT NOT WORKING B-50 RM-214 SERVICE 7/20/13 NNMC-50 1

B4RLGS -WWP REPLACE FILTERS B-50 RM-LAUNDRY ROOM SERVICE 7/22/13 NNMC-50 1

B4RLH6 -WWP LEAK B-50 RM-114 SERVICE 7/22/13 NNMC-50 1

B4RKPD
AH-PLEASE CHANGE AIR CONDITIONING FILTER IN ROM 
310 BUILDING 50

SERVICE 7/18/13 NNMC-50 1

B4RM9G -WWP  LOW PRESSURE B-50 RM-124 SERVICE 7/23/13 NNMC-50 1

B4RM9H -WWP LIGHTS B-50 RM-324 SERVICE 7/23/13 NNMC-50 1

B4RM9J -WWP A/C NOT WORKING B-50 RM-130 SERVICE 7/23/13 NNMC-50 1

B4RSSF -WWP DOOR NOT LATCHING B-50 RM-306 SERVICE 7/29/13 NNMC-50 1

B4RSSG -WWP DOOR HANDLE B-50 RM-109 SERVICE 7/29/13 NNMC-50 1

B4RSSB -WWP COLD CALL B-50 RM-306 SERVICE 7/29/13 NNMC-50 1

B4S4YC -WWP LIGHT OUT B-50 RM-109 SERVICE 8/1/13 NNMC-50 1

B4S4YG -WWP TOILET SEAT B-50 RM-109 SERVICE 8/1/13 NNMC-50 1

B4S66M -WWP REMOUNT MAIL BOX B-62 RM-414W SERVICE 8/2/13 NNMC-50 1

B4S64T -WWP NO A/C B-50 RM-214 SERVICE 8/2/13 NNMC-50 1

B4S66H -WWP POWER OUT B-50 RM-324 SERVICE 8/4/13 NNMC-50 1

B4S67G WWP-BATHROOM LIGHT OUT B-50 RM-324 SERVICE 8/5/13 NNMC-50 1

B4SG9T -WWP LIGHTS OUT B-50 RM-322 SERVICE 8/8/13 NNMC-50 1

B4SMT4
WWP-VENTS ABOVE SINK ARE LEAKING WATER, NNMC-
50, RM-115

SERVICE 8/18/13 NNMC-50 1
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B4SNYV
WWP-LOBBY - (2) LIGHTS ARE OUT IN THE OVER  HEAD, 
NNMC-50

SERVICE 8/20/13 NNMC-50 1

B4SPMZ
AH-FAUCET CONTROL KNOB NOT FUNCTIONING 
PROPERLY,NNMC-50

SERVICE 8/22/13 NNMC-50 1

B4SXR4
WWP-BATHROOM LIGHT OUT BETWEEN RMS 310 AND 
311-NNMC-50, RM-310

SERVICE 8/25/13 NNMC-50 1

B2PS5K
NEED LATCH PUT ON STORAGE DOOR - SEE POC FOR 
LOCATION-WWP

SERVICE 1/15/13 NNMC-50 1

B2PS5R NO POWER, RM 302-WWP SERVICE 1/15/13 NNMC-50 1

B2XSRF -WWP TOILET INOP B-50 RM-307 SERVICE 4/13/13 NNMC-50 1 PLUMBING

B2XVML
AH-A/C IS NOT WORKING NEEDS TO BE REPAIRED-
NNMC-50-RM 222 A WING

SERVICE 4/15/13 NNMC-50 HVAC

B2XWFB
AH-RELAMP. PLEASE COME AFTER 9AM ON 4/17/13-
NNMC-50ROOM 202-

SERVICE 4/16/13 NNMC-50 1 ELECTRICAL

B2XXZY
AH-2 TO 4 LIGHTS NEEDS TO BE CHANGED-NNMC-50-
RM 202

SERVICE 4/17/13 NNMC-50 1 ELECTRICAL

B2XYK9 -AH DOOR ADJUST B-50 RM-303B SERVICE 4/19/13 NNMC-50 1

B2XYKT -AH LIGHTS B-50 RM-220A SERVICE 4/19/13 NNMC-50 1

B2XZ2Z -WWP LIGHTS OUT ABOVE BED B-50 RM-319 SERVICE 4/22/13 NNMC-50 1

B2XZCR -WWP OUTLET B-50 RM-WOMENS BATHROOM SERVICE 4/23/13 NNMC-50 1

B2XZCS -WWP LIGHT SIGNS B-50 RM-1ST AND 3RD FLOOR SERVICE 4/23/13 NNMC-50 1

B2XZXL
-WWP HEATER IS MAKING ALOUD NOISE B-50 RM-322 A 
WING

SERVICE 4/24/13 NNMC-50 1

B2XZHH -WWP LIGHT COVER B-50 BWING SERVICE 4/23/13 NNMC-50 1

B2XZHK -WWP WIRES B-50 2ND AND 3RD FLOOR SERVICE 4/23/13 NNMC-50 1

B2Y6MT
Valve off steam to heat exchanger in main mechanical 
room B-50

SERVICE 5/1/13 NNMC-50 1 HVAC

B2Y4P8 -WWP POWER OUTAGE B-50 RM-324 SERVICE 4/29/13 NNMC-50 1

B2Y5MC
AH-SHOWER NEEDS RE CAULKING- NNMC-50RM 218 B 
WING-

SERVICE 4/25/13 NNMC-50 1 REPAIR

B2Y5MK
AH-NEEDS CARPET REPLACED ALSO ON 3RD FLR 
PASSAGE WAY THE - NNMC-50-

SERVICE 4/25/13 NNMC-50 1 STRUCTURAL

B2Y4N8 -WWP NO WATER PRESSURE B-50 RM-307 SERVICE 4/29/13 NNMC-50 1

B2Y847 AH-HOT WATER IS COMING OUT BROWN-NNMC-50 SERVICE 4/26/13 NNMC-50 1 PLUMBING

B2Y84F
AH-SHOWER FACE NEEDS RE CAULKING-NNMC-50-RM 
218

SERVICE 5/1/13 NNMC-50 1 PLUMBING

B2Y7ZB AH-2 LIGHTS OUT IN THE BEDROOM-NNMC50- RM-207 SERVICE 4/30/13 NNMC-50 1 ELECTRICAL
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B2Y93Z -AH LIGHTS OUT B-50 RM-114, 112, 316, 214, 130 SERVICE 5/1/13 NNMC-50 1

B2Y97B -AH HOT CALL B-50 RM-308 BWING SERVICE 5/3/13 NNMC-50 1

B2Y97C -AH DOOR HANDLE B-50 RM-119 SERVICE 5/2/13 NNMC-50 1

B2Y97D -AH OVERHEAD FAN NOISE B-50 RM-N/A SERVICE 5/2/13 NNMC-50 1

B2YRDD -AH TOILET SEAT / SHOWER SEAL B-50 RM-112 B WING SERVICE 5/8/13 NNMC-50 1

B2YR4X -WWP TOO COLD B-50 RM-202 SERVICE 5/4/13 NNMC-50 1

B2YYTG -AH LIGHT B-50 RM-217 AWING SERVICE 5/8/13 NNMC-50 1

B2YYV2 -AH LIGHTS OUT B-50 RM-SEE POC SERVICE 5/8/13 NNMC-50 1

B2ZCNS -WWP SINK CLOGGED B-50 LAUNDRY SERVICE 5/11/13 NNMC-50 1

B2ZCRR -WWP NO POWER B-50 RM-216 SERVICE 5/11/13 NNMC-50 1

B326CZ -WWP VENTS B-50 RM-MECHANICAL ROOM SERVICE 5/14/13 NNMC-50 1

B326D8 -WWP DOORS NOT LATCHING B-50 MECH ROOM SERVICE 5/14/13 NNMC-50 1

B326CX -WWP SINK CLOGGED B-50 SERVICE 5/14/13 NNMC-50 1

B326CY -WWP HOT CALL B-50 RM-109 SERVICE 5/14/13 NNMC-50 1

B327HN -AH SAFE B-50 RM-123 SERVICE 5/16/13 NNMC-50 1

B327J3 -AH LIGHTS OUT B-50 RM-123 & 125 SERVICE 5/16/13 NNMC-50 1

B4MRVX
AH-A/C NOT WORKING EIGHTY DEGREES IN ROOM-
NNMC-50-229,

SERVICE 5/17/13 NNMC-50 1 HVAC

B4MSDT
AH-LIGHTS ARE OUT / A/C RATTLING- B-50 IN  ROOM 
208

SERVICE 5/17/13 NNMC-50 1 ELECTRICAL

B4MSDZ AH-FAN COIL UNIT NOT COOLING IN LOBBY- NNMC-50 SERVICE 5/17/13 NNMC-50 1 HVAC

B4MSF9 AH-BATHROOM CEILING LEAKING- NNMC-50 SERVICE 5/17/13 NNMC-50 1 PLUMBING

B4MSFD
AH-POWER MODULE NEEDS TO BE ACTIVIATED AT 
FRONT DESK- NNMC-50

SERVICE 5/17/13 NNMC-50 1 ELECTRICAL

B4MXDY -WWP OUTLET B-50 SERVICE 5/23/13 NNMC-50 1

B4MXF7 -WWP A/C B-50 RM-310 SERVICE 5/21/13 NNMC-50 1

B4MXFG -WWP DRAWER B-50 RM-234 SERVICE 5/23/13 NNMC-50 1

B4MXFH -WWP SINK CLOG B-50 RM-122 SERVICE 5/23/13 NNMC-50 1
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B4NB3Y -WWP DOOR B-50 RM-N/A SERVICE 5/23/13 NNMC-50 1

B4NB3Z -WWP HOT CALL B-50 RM-309 B WING SERVICE 5/24/13 NNMC-50 1

B4NB39 -WWP LIGHT OUT B-50 RM-309 BWING SERVICE 5/31/13 NNMC-50 1

B4NWJM -WWP DRESSER B-50 RM-227 SERVICE 6/6/13 NNMC-50 1

B4NWVD VALVE OFF STEAM B-50 MECH ROOM SERVICE 6/11/13 NNMC-50 1 HVAC

B4NWJ7 -WWP LOOSE TOILET B-50 RM-101 SERVICE 6/5/13 NNMC-50 1

B4NL7T -WWP CHECK SETPOINT B-50 RM-311 SERVICE 5/31/13 NNMC-50 1

B4NXCT WATER LEAK B-52 CEILING LOBBY SERVICE 6/11/13 NNMC-52 1 STRUCTURAL

B4PHVX Repair Leak areas in Lobby area - Bldg 52 SERVICE 6/18/13 NNMC-52 1 STRUCTURAL

B2TVMH REPAIR FIRE DOOR B-51 DOOR 1002 SERVICE 3/4/13 NNMC-52 1 STRUCTURAL

B4NXCX DOOR NOT WORKING PROPER B-52 LOBBY SERVICE 6/11/13 NNMC-52 1 STRUCTURAL

B4R4LM
TOILET WON'T FLUSH - PATIENT ROOM - BLDG 52, RM 
217

SERVICE 7/3/13 NNMC-52 1 PLUMBING

B2TVNF EXIT LIGHT B-10 RM-7013 SERVICE 3/4/13 NNMC-52 1 ELECTRICAL

B4TYWC -AH CEILING LEAK B-52 RM-203 SERVICE 9/11/13 NNMC-52 1 PLUMBING

B4RTYT
REWORK - AC NOT WORKING - BLDG 52, 3RD FLOOR 
HALLWAY

SERVICE 7/31/13 NNMC-52 1 HVAC

B4TRM4
AH-SEVERAL ROOMS ARE NOT COOLING-NNMC-
52,504,509,512

SERVICE 9/2/13 NNMC-52 1 HVAC

B4RSDL
NO AIR CONDITIONING B-52 NAVY LODGE 4TH FLOOR 
HALLWAY

SERVICE 7/29/13 NNMC-52 1 HVAC

B4SMYT NO AC - BLDG 52, 1ST FLOOR, RM G2 SERVICE 8/21/13 NNMC-52 1 HVAC

B4VG9P -AH HOT CALL B-52 RM-316 SERVICE 9/24/13 NNMC-52 1 HVAC

B4MXYJ AC NOT WORKING - BLDG 52, REAR OFFICE SERVICE 5/24/13 NNMC-52 1 HVAC

B4SVK4 -AH WATER LEAK B-52 RM-G5 PARKING LOT SERVICE 8/28/13 NNMC-52 1

B4RRCT
TOO HOT - AC UNITS NOT FUNCTIONING - BLDG 52, 
LOBBY, 2ND FLOOR HALLWAY

SERVICE 7/26/13 NNMC-52 1 HVAC

B2TGML TOLIET NOT FLUSHING, NNMC-52, RM-516-AH SERVICE 2/15/13 NNMC-52 4 PLUMBING

B2XW83
AH-TOILET WILL NOT FLUSH IN GUEST ROOM-NNMC-52-
ROOM 516

SERVICE 4/16/13 NNMC-52 1 PLUMBING

B2XT6J AC NOT WORKING, B-52, RM-401 SERVICE 4/15/13 NNMC-52 1 HVAC
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B2XX4W -AH HOT CALL B-52 RM-120 SERVICE 4/17/13 NNMC-52 1

B2XZW7 -AH LEAKS B-52 RM-320 SERVICE 4/24/13 NNMC-52 1

B2Y6CR AH-TOILET CLOGGED-NNMC2-52-RM-219 SERVICE 4/26/13 NNMC-52 1 PLUMBING

B2YB9R -AH TOILET IS OVERFLOWING B-52 RM-207 SERVICE 5/5/13 NNMC-52 1

B2YBBR -AH CLOG B-52 RM-320 SERVICE 5/6/13 NNMC-52 1

B325XM
AH-FAUCET KNOBS TO BATHTUB WILL NOT SHUT OFF-
NNMC-52- RM 118

SERVICE 5/11/13 NNMC-52 1

B325XX AH-SINK CLOGGED- NNMC-52-RM-418 SERVICE 5/11/13 NNMC-52 1 PLUMBING

B326ZY AH-BATHTUB LEAKING- NNMC-52, RM-201 SERVICE 5/15/13 NNMC-52 1 PLUMBING

B4MXCR -AH NO A/C B-52 RM-400 SERVICE 5/22/13 NNMC-52 1

B4MYRR Bldg 52, Repair Generator SERVICE 5/28/13 NNMC-52 1 ELECTRICAL

B4MXY3 -AH TOILET OVERFLOW B-52 RM-320 SERVICE 5/23/13 NNMC-52 1

B4MXY7 -AH A/C B-52 RM-G2 SERVICE 5/23/13 NNMC-52 1

B4MXZR -AH WATER LEAK B-52 HALLWAY SERVICE 5/24/13 NNMC-52 1

B4NWTL AH-NO HOT WATER, nnmc-52, ROOM 520 SERVICE 6/9/13 NNMC-52 1 PLUMBING

B4PMG7 -AH TOILET OVERFLOW B-52 RM-107 SERVICE 6/15/13 NNMC-52 1

B4NL7H -AH NO WATER B-52 RM-G3 SERVICE 6/3/13 NNMC-52 1

B2YRD8
Remove and wash HVAC Stage 3RD filters -B-9- Air 
Handler Units 53

SERVICE 5/8/13 NNMC-53 1 HVAC

B2XVKT
AH-HANDICAP MAIN ENTRY DOOR NOT 
WORKING.nnmc56

SERVICE 4/13/13 NNMC-56 STRUCTURAL

B4RSHW LIGHTS OUT, B-56, OVER LANES,BOWLING SERVICE 7/30/13 NNMC-56 1 ELECTRICAL

B4SRWK
CEILING FAN NOT WORKING - 3RD FROM LANE 20 - 
BLDG 56

SERVICE 8/26/13 NNMC-56 1 ELECTRICAL

B4MVTB HOT CALL - ALL BLDG 56 - TOO HUMID SERVICE 5/22/13 NNMC-56 1 HVAC

B2WBPX
LEAKING ICE MAKER - NEEDS GASKET IN BACK - BLDG 
56, SNACK BAR

SERVICE 4/3/13 NNMC-56 1 APPLIANCE

B4RFVS
REPLACE LIGHT LEFT FRONT SIDE OF BUILDING B-56 
BOWLING CENTER

SERVICE 7/15/13 NNMC-56 1 ELECTRICAL

B4TVSK -AH RELAMP BOWLING ALLEY B-56 SERVICE 9/6/13 NNMC-56 1 ELECTRICAL

B4MYLC LIGHTS OUT B-56 MAIN AREA SERVICE 5/28/13 NNMC-56 1 ELECTRICAL
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B2Y4MT LIGHT BULBS NEED REPLACE B-56 SERVICE 4/29/13 NNMC-56 1 ELECTRICAL

B4TYWJ -AH HOT CALL B-56 RM-BOWLING CENTER SERVICE 9/11/13 NNMC-56 1 HVAC

B4TYWL -AH HOT CALL B-11 RM-176 SERVICE 9/11/13 NNMC-56 1 HVAC

B4SM33 AH-TEMPERATURE TOO HOT, NNMC-56 SERVICE 8/16/13 NNMC-56 1 HVAC

B2PF7D WATER LEAK IN BOWLING CENTER @ LANE 4 SERVICE 1/3/13 NNMC-56 3 PLUMBING

B2T82X RELAMP RECESSED CEILING LIGHTS - BLDG 56 SERVICE 2/13/13 NNMC-56 1 ELECTRICAL

B2V99B LEAK IN UTILITY ROOM, B-56, BOWLING ALLEY SERVICE 3/13/13 NNMC-56 1 PLUMBING

B2WTYK LIGHT BULBS NEED REPLACE B-56 SERVICE 4/9/13 NNMC-56 1 ELECTRICAL

B2XSWD HANDICAP WIRING, B-56, BOWLING ALLEY ENTRANCE SERVICE 4/15/13 NNMC-56 1 ELECTRICAL

B2Y94D -AH TOILET LEAK B-56 RM-LADIES ROOM SERVICE 5/1/13 NNMC-56 1

B2YB9N -AH NO HOT WATER B-56 RM-SNACK BAR SERVICE 5/4/13 NNMC-56 1

B2YBBS -AH SIGN B-56 RM-3033 SERVICE 5/6/13 NNMC-56 1

B4NB76 HOT CALL, B-56- BOWLING ALLEY SERVICE 5/31/13 NNMC-56 1 HVAC

B4MR4J ALARM IS GOING OFF, B-60, LOBBY SERVICE 5/20/13 NNMC-60 1 ELECTRICAL

B4PRM6
CONDENSATION FROM CHILLED WATER LINE LEAKING 
ONTO CEILING - BLDG 60, 2ND FLOOR, ABOVE LOBBY

SERVICE 6/25/13 NNMC-60 1 STRUCTURAL

B2Z9WS
Repair leak damaged drywall ceiling at east side of 
garage - BLDG 60

SERVICE 5/10/13 NNMC-60 1 STRUCTURAL

B4TSHT OUTLET NOT WORKING B-60 RM-222W SERVICE 9/5/13 NNMC-60 1 ELECTRICAL

B4PR7G OUTLET NOT WORKING B-60 RM-307 SERVICE 6/24/13 NNMC-60 1 ELECTRICAL

B4PSWC OUTLET NOT WORKING, B-60, RM-305  WEST SERVICE 6/26/13 NNMC-60 1 ELECTRICAL

B4SKLC DOOR STUCK, B-60, MENS RESTROOM LOBBY SERVICE 8/15/13 NNMC-60 1 STRUCTURAL

B4TTC9 -AH DOOR HINGE B-60 RM-420W SERVICE 9/5/13 NNMC-60 1 STRUCTURAL

B4VJ6B -WWP ENTRANCE DOOR NOT WORKING B-60 115 W SERVICE 9/29/13 NNMC-60 1 STRUCTURAL

B2XW66
AH-1ST FLR DOOR LEADING TO STAIRS WILL NOT CLOSE-
NNMC-60

SERVICE 4/15/13 NNMC-60 1 STRUCTURAL

B4MYKD REPLACE CLOSET DOOR - BLDG 60, RM 203W SERVICE 5/28/13 NNMC-60 1 STRUCTURAL

B4V9ZL
-WWP CLOGGED SHOWER/BATHROOM DRAINS - BLDG 
60, RM 114W

SERVICE 9/18/13 NNMC-60 1 PLUMBING
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B2YB6D
Entry drop arm is stuck in ½ way position - Bldg 60, 
basement garage

SERVICE 5/6/13 NNMC-60 1 STRUCTURAL

B4RSTK
CEILING LEAKS, B-60, RMS-106, 107, 120, 121, 122, 
&123

SERVICE 7/30/13 NNMC-60 1 PLUMBING

B4NNV6 TOILET BROKEN B-60 RM-106 SERVICE 6/5/13 NNMC-60 1 PLUMBING

B4TSDW AH-NNMC-60, 216,HVAC LEAKING SERVICE 9/4/13 NNMC-60 1 PLUMBING

B4PP4K CLOGGED SINK B-60 RM-LOUNGE RESTROOM SERVICE 6/21/13 NNMC-60 1 PLUMBING

B4RL36
AH-OUTLET TRIPPED TO FRIDGE, NNMC-60, 310 AND 
312W

SERVICE 7/20/13 NNMC-60 1 ELECTRICAL

B4SGKR -WWP ICE MACHINE, B-60, LOBBY SERVICE 8/13/13 NNMC-60 1 PLUMBING

B4SVBH SHOWERHEAD LOOSE B-60 RM-117W SERVICE 8/28/13 NNMC-60 1 PLUMBING

B4TNVZ
CLOGGED SHOWER DRAIN AND FLOOR DRAIN, B-60, RM-
114 WEST

SERVICE 9/3/13 NNMC-60 1 PLUMBING

B4VB9X NO HOT WATER, B-60, RM-215WEST SERVICE 9/18/13 NNMC-60 1 PLUMBING

B4VD4Y -AH TOILET NOT FLUSHING B-60 RM-210 SERVICE 9/20/13 NNMC-60 1 PLUMBING

B4NR93 NO/LOW WATER PRESSURE - BLDG 60, RM 809W SERVICE 6/7/13 NNMC-60 1 PLUMBING

B4N4WX
BROKEN TOILET - NOTHING SPECIFIED - BLDG 60, RM 
223W

SERVICE 5/29/13 NNMC-60 1 PLUMBING

B4PJ6Z TOILET NOT FLUSHING - CLOGGED - BLDG 60, RM 101W SERVICE 6/19/13 NNMC-60 1 PLUMBING

B4SKXC MAIN LIGHT OUT - BLDG 60, RM 407W SERVICE 8/16/13 NNMC-60 1 ELECTRICAL

B2XXYM LIGHT OUT B-60 RM-221 SERVICE 4/22/13 NNMC-60 1 ELECTRICAL

B2Y4LB LIGHTS OUT B-60 RM- HALLWAYS RM-214 & 412 SERVICE 4/29/13 NNMC-60 1 ELECTRICAL

B4PXF7 2 OUTLETS NOT WORKING - BLDG 60, RM 121W SERVICE 7/2/13 NNMC-60 1 ELECTRICAL

B4RDW4 OUTLET NOT WORKING - BLDG 60, RM 213W SERVICE 7/12/13 NNMC-60 1 ELECTRICAL

B4RLNC TV OUTLET NOT WORKING - BLDG 60, RM 106W SERVICE 7/23/13 NNMC-60 1 ELECTRICAL

B4V3BN
ELECTRICAL REPAIRS B-60 RM-ELEVATOR MACHINE 
ROOM

SERVICE 9/16/13 NNMC-60 1 ELECTRICAL

B2SY48
RADIATOR NEEDS TO BE REPAIRED, BUSTED AND 
LEAKING HOT WATER, nnmc-6EAST GARGAGE0

SERVICE 2/2/13 NNMC-60 1 HVAC

B2WMFP CEILING LEAKING, B-60 GARAGE SERVICE 4/8/13 NNMC-60 1 PLUMBING

B4SLJZ
AH-A/C MAKING A LOUD RATTLING NOISE,nnmc-60, rm-
420W

SERVICE 8/15/13 NNMC-60 1 HVAC

B4SHK6 HOT CALL B-60 RM-216W SERVICE 8/14/13 NNMC-60 1 HVAC
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B4SNWM AH-NO A/C IN WW ROOM, NNMC-60, 314 WEST SERVICE 8/21/13 NNMC-60 1 HVAC

B4PX79 HOT CALL - TOO HOT - BLDG 60, RM 220W SERVICE 7/1/13 NNMC-60 1 HVAC

B4RL7M HOT CALL - TOO HOT - BLDG 60, RM 323W SERVICE 7/23/13 NNMC-60 1 HVAC

B4S9TH HOT CALL B-60 RM-316W SERVICE 8/8/13 NNMC-60 1 HVAC

B4NWCN HOT CALL B-60 RM-403W SERVICE 6/10/13 NNMC-60 1 HVAC

B4NZYH A/C LEAK B-60 RM-303W SERVICE 6/13/13 NNMC-60 1 HVAC

B4NZKB
HOT CALL - AC NOT WORKING - RATTLES WHEN ON - 
BLDG 60, RM 422W

SERVICE 6/12/13 NNMC-60 1 HVAC

B4PSZ9
HOT CALL - AC NOT WORKING PROPERLY - BLDG 60, RM 
403W

SERVICE 6/26/13 NNMC-60 1 HVAC

B4RGHS HOT CALL - AC BLOWING HOT CALL - BLDG 60, RM 305W SERVICE 7/16/13 NNMC-60 1 HVAC

B4S67Y -WWP HOT CALL B-60 RM-321W SERVICE 8/6/13 NNMC-60 1 HVAC

B4SFMK HOT CALL B-60 RM-316W SERVICE 8/12/13 NNMC-60 1 HVAC

B4MZ4F HOT CALL - NO AC IN BLDG 60, RM 308W SERVICE 5/28/13 NNMC-60 1 HVAC

B4PP9X
AC VENT RATTLING - ON AND OFF - INSIDE WALL - 
INTERFERES WITH SLEEP - BLDG 60, RM 322W

SERVICE 6/21/13 NNMC-60 1 HVAC

B4TRNZ
AH-NNMC-60, 117WEST, BATHROOM DRAINS ARE 
CLOGGED

SERVICE 9/1/13 NNMC-60 1

B4PWLH PATCH & PAINT - BLDG 60, RM 116W SERVICE 7/1/13 NNMC-60 1 FCA_PAINT

B4PWTS
-WWP LIGHT COVERS MISSING B-60 RM-ELEVATOR 
LOBBY

SERVICE 6/28/13 NNMC-60 1

B4PXFB PATCH & PAINT- BLDG 60, RM 121W SERVICE 7/2/13 NNMC-60 1 FCA_PAINT

B4RGBX -WWP HOT CALL B-60 RM-214W SERVICE 7/11/13 NNMC-60 1

B4RMLS
BROKEN DOOR HANDLE / WINDOW NEEDS CAULKING - 
BLDG 60, RM 219W

SERVICE 7/25/13 NNMC-60 1 LOCKS

B4RS77 BROKEN DOOR HANDLE, B-60, RM-312WEST SERVICE 7/29/13 NNMC-60 1 REPAIR

B4RSDW -AH LOSS OF POWER B-60 RM-214W SERVICE 7/28/13 NNMC-60 1

B4RSFB -AH NO POWER B-60 RM-206W SERVICE 7/27/13 NNMC-60 1

B4PSVN
BATHROOM DOOR HANDLE BROKEN / OUTLET COVER, B-
60, RM-213 WEST & 106 WEST

SERVICE 6/26/13 NNMC-60 1 REPAIR

B4PRMR -WWP OUTLET B-60 RM-305W SERVICE 6/24/13 NNMC-60 1

B4PPT6 REPAIR CHILLED WATER HANGAR BRACKET B-60 SERVICE 6/24/13 NNMC-60 1 HVAC



J-1502000-05 Historical Service Orders FY13
CNIC

Page 35 of 242

Work 
Order

Description Work Type Location Priority Failure Class
Reported 

Date

B4PVBN -WWP HOT B-60 RM-305W SERVICE 6/27/13 NNMC-60 1

B4RCLY
BRAKER AMPS KEEP TRIPPING,  ELEVATOR #1 BRAKER 
AMPS

SERVICE 7/10/13 NNMC-60 1

B4SMT7 WWP-OUTLETS NOT WORKING, NNMC-60, 406W SERVICE 8/17/13 NNMC-60 1

B4SPC3 AC UNIT LEAKING - BLDG 60, RM 216W SERVICE 8/23/13 NNMC-60 1 HVAC

B4SXNR -AH SHOWER DRAIN CLOGGED B-60 RM-113W SERVICE 8/30/13 NNMC-60 1

B4TVTF -WWP DOOR NOT SECURING B-60 RM-N/A SERVICE 9/6/13 NNMC-60 1 LOCKS

B2PRYF Lights, B-60, 1st floor Laundry Room SERVICE 1/16/13 NNMC-60 2 ELECTRICAL

B2VB4N
Sump Pump not working, Bldg 60, Basement Mech 
Room

SERVICE 3/15/13 NNMC-60 1 REPAIR

B2XSP4 -WWP CLOGGED TOILET B-60 RM-103E SERVICE 4/15/13 NNMC-60 1

B2XT5X
CEILING LEAK B-60 RM-BY ELEVATOR IN PARKING 
GARAGE BASEMENT

SERVICE 4/15/13 NNMC-60 1 REPAIR

B2XT9Y VENT BLOWING OUT HOT AIR, B-60, RM-218WEST SERVICE 4/16/13 NNMC-60 1 HVAC

B2XW3J AH-NEED BOARD MOUNTED ON 1ST FLR-NNMC-60- SERVICE 4/16/13 NNMC-60 1 LABOR

B2XYMW -WWP ELEVATOR LIGHT OUT B-60 RM-N/A SERVICE 4/19/13 NNMC-60 1

B2XYKV -AH LIGHT COVER B-60 RM-N/A SERVICE 4/22/13 NNMC-60 1

B2Y4P9 CLOGGED SHOWER, B-60, RM-308 SERVICE 4/29/13 NNMC-60 1 PLUMBING

B2Y6MW
Valve off steam to heat exchanger in main mechanical 
room B-60

SERVICE 5/1/13 NNMC-60 1 HVAC

B2Y7YZ AH-DRAIN IS CLOGGED-NNCM-60-RM 207 SERVICE 4/30/13 NNMC-60 1 PLUMBING

B2Y843
AH-GARAGE DOOR NOT OPENING TO LET PEOPLE OUT- 
NNMC-60

SERVICE 5/1/13 NNMC-60 1 REPAIR

B2Y97G -AH TILES B-60 RM-104,107,114,115,119, SERVICE 5/2/13 NNMC-60 1

B2YR23 AH-STEAM LEAK-NNMC-60-WEST SIDE MECH ROOM SERVICE 5/7/13 NNMC-60 1 PLUMBING

B2ZD8C -WWP HVAC LEAK B-60 RM-303W SERVICE 5/10/13 NNMC-60 1

B4MRG4 HVAC FILTERS, B-60, WEST SIDE WING SERVICE 5/20/13 NNMC-60 1 HVAC

B4MVVN -AH A/C INOP B-60 RM-408W SERVICE 5/21/13 NNMC-60 1

B4MVKZ AC UNIT MAKING LOUD NOISE, B-60, RM-420 WEST SERVICE 5/22/13 NNMC-60 1 HVAC

B4MVM4 -AH OUTLET B-60 RM-214W SERVICE 5/21/13 NNMC-60 1
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B4MXCW -AH OUTLET. B-60 RM-320 WEST SERVICE 5/22/13 NNMC-60 1

B4MXY9 -AH A/C B-60 RM-314W SERVICE 5/23/13 NNMC-60 1

B4MXYB -AH A/C B-60 RM-307W SERVICE 5/23/13 NNMC-60 1

B4N4YV REPAIR DRYWALL, BLDG 60 PARKING GARAGE SERVICE 5/29/13 NNMC-60 1

B4N6KZ AC NOT WORKING - B-60, RM-403 WEST SERVICE 5/30/13 NNMC-60 1 HVAC

B4NB3F -WWP HOT CALL B-60 RM-203W SERVICE 5/23/13 NNMC-60 1

B4NB3H -WWP PATCH N PAINT B-62 RM-B104 SERVICE 5/24/13 NNMC-60 1

B4NHT3 -AH A/C NOT WORKING B-60 RM-305W SERVICE 5/29/13 NNMC-60 1

B4NXB6 -WWP WATER LEAK B-60 RM-WEST STAIRWELL SERVICE 6/10/13 NNMC-60 1

B4PM76
PATCH & PAINT SMALL HOLES - BLDG 60, WEST WING, 
ROOMS 106, 108, 110, 112, 114

SERVICE 6/19/13 NNMC-60 1 FCA_PAINT

B4PM7T
PATCH & PAINT SMALL HOLES - BLDG 60, WEST WING, 
ROOMS 103, 116, 118, 120, 122

SERVICE 6/19/13 NNMC-60 1 FCA_PAINT

B4PM96
PATCH & PAINT SMALL HOLES - BLDG 60, WEST WING, 
ROOMS 103, 107, 109, 111, 113

SERVICE 6/19/13 NNMC-60 1 FCA_PAINT

B4PMCM
PATCH & PAINT SMALL HOLES - BLDG 60, WEST WING, 
ROOMS 115, 117, 119, 121, 123

SERVICE 6/19/13 NNMC-60 1 FCA_PAINT

B4SVNC NO FIRE ALARM - BLDG 61 RM-208W SERVICE 8/29/13 NNMC-61 1 ELECTRICAL

B4SHND DOOR STOPPERS B-61 SERVICE 8/14/13 NNMC-61 1 STRUCTURAL

B4PR4T AH-DOOR STUCK, WONT OPEN, NNMC-61 SERVICE 6/22/13 NNMC-61 1 STRUCTURAL

B4SXRX
WWP - LOBBY DOOR IS GETTING STUCK AND THE 
METAL IS MAKING NOISE - NNMC-61

SERVICE 8/30/13 NNMC-61 1 STRUCTURAL

B4TVTJ -WWP DOOR NOT SECURING B-61 RM-BACK OFFICE SERVICE 9/6/13 NNMC-61 1 STRUCTURAL

B4VBPY REPAIR DOOR HANDLE B-61 RM-409E SERVICE 9/19/13 NNMC-61 1 STRUCTURAL

B4VGHR DOOR SCRAPING - LOUD NOISE - BLDG 61, RM 312W SERVICE 9/26/13 NNMC-61 1 STRUCTURAL

B4VJ4Z -WWP DOOR NOT LOCKING B-61 RM-123E SERVICE 9/27/13 NNMC-61 1 STRUCTURAL

B2SWWL
EXITS DOORS - NEED DOOR SWEEPS FOR EXITS DOOR 
ON BOTH EAST AND WEST WING SEE POC FOR 
LOCATION B-61 -WWP

SERVICE 1/30/13 NNMC-61 1 STRUCTURAL

B2Y7Z7
AH-DOOR WILL NOT OPEN IN STAIRWELL ON 2ND FLR 
WEST SIDE DOOR ALSO NEEDS OIL-NNMC-61

SERVICE 4/30/13 NNMC-61 1 STRUCTURAL

B4MRNK
AH-FIRST FLOOR LOBBY DOOR HANDICAPPED DOOR 
ARM IS DISATTACHED-DOOR INOPERABLE,NNMC-61, 
LOBBY

SERVICE 5/17/13 NNMC-61 1 STRUCTURAL
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B4VD7Z -AH DRAIN CLOGGED B-61 RM-118E SERVICE 9/23/13 NNMC-61 1 PLUMBING

B2SZVN
FAN COIL UNIT NOT WORKING - BLDG 61 EAST 
STAIRWELL

SERVICE 2/8/13 NNMC-61 1 HVAC

B4SNY3
WWP-WASHER AND DRYER OUTLETS NEEDS TO BE 
TESTED, NNMC-61

SERVICE 8/20/13 NNMC-61 1 ELECTRICAL

B4TTGB WWP TOILET KEEPS RUNNING B-61 RM-125E SERVICE 9/6/13 NNMC-61 1 PLUMBING

B4SMS6 WWP-OUTLET ARE NOT WORKING, NNMC-61,RM 123W SERVICE 8/19/13 NNMC-61 1 ELECTRICAL

B4SPG7 WWP -TOILET LEAKING B-61 RM-409E SERVICE 8/23/13 NNMC-61 1 PLUMBING

B4TXC7 Clogged Drain, Buildings 61, room G001 SERVICE 9/10/13 NNMC-61 1 PLUMBING

B4V3KD AH-,TOILET CLOGGED, NNMC-61 SERVICE 9/13/13 NNMC-61 1 PLUMBING

B4VFP9 -WWP LEAKING TOILET B-61 RM-MENS RESTROOM SERVICE 9/23/13 NNMC-61 1 PLUMBING

B4VG6H TOILET LEAK, B-61, RM-216WEST SERVICE 9/25/13 NNMC-61 1 PLUMBING

B2RBK9 FAUCET HANDLE IS BROKEN, B-61, RM- 419 WEST SERVICE 1/23/13 NNMC-61 1 PLUMBING

B4SXS6
WWP - THE TILE FLOOR NEEDS TO BE REPLACED  - 
NNMC-61, RM 103E

SERVICE 8/30/13 NNMC-61 1 STRUCTURAL

B4VGML -WWP REPAIR FLOOR B-61 RM-SEE POC SERVICE 9/25/13 NNMC-61 1 STRUCTURAL

B4RMH6 TOILET LEAKS ON AND OFF - BLDG 61, RM 313W SERVICE 7/24/13 NNMC-61 1 PLUMBING

B4RVCZ CONSTANTLY RUNNING TOILET - BLDG 61, RM 405W SERVICE 7/31/13 NNMC-61 1 PLUMBING

B4SKXH TOILET WON'T FLUSH - BLDG 61, RM 303E SERVICE 8/16/13 NNMC-61 1 PLUMBING

B4SHLS RESTORE LIGHTS B-61 SERVICE 8/14/13 NNMC-61 1 ELECTRICAL

B4SHLZ REPLACE MISSING LIGHT COVERS B-61 SERVICE 8/14/13 NNMC-61 1 ELECTRICAL

B4SHN9 LIGHTS OUT B-61 4TH FLOOR STAIRWELLS SERVICE 8/14/13 NNMC-61 1 ELECTRICAL

B2Y86P CHANGE OUT 5 INTERIOR FLOOD LIGHTS - BLDG 61 SERVICE 5/2/13 NNMC-61 1 ELECTRICAL

B2XZL6
BROKEN DOOR / EXPOSED WIRES / LIGHTS NEED 
COVERS / EMERGENCY EXIT LIGHTS - Solace Hall Building 
61

SERVICE 4/24/13 NNMC-61 1 MISC

B4R9W6 NO POWER TO REFRIGERATOR - BLDG 61, RM 318W SERVICE 7/9/13 NNMC-61 1 ELECTRICAL

B4PG6X REWORK - DOOR KNOB BROKEN B-61 RM-310E SERVICE 6/17/13 NNMC-61 1 STRUCTURAL

B4SH9W THERMOSTAT STUCK AT 77 DEGREES B-61 RM-303W SERVICE 8/14/13 NNMC-61 1 HVAC

B4SNYS WWP-REPLACE DRY VENT--, NNMC-61 SERVICE 8/20/13 NNMC-61 1 HVAC
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B4PTDL HOT CALL, B-61, RM-410 EAST SERVICE 6/27/13 NNMC-61 1 HVAC

B2T8MT
PM Hot Water Generating Equipment  and Distribution 
System, Building 61

SERVICE 2/14/13 NNMC-61 1 PLUMBING

B4SHMR REASSEMBLE FLOOR VENTS B-61 SERVICE 8/14/13 NNMC-61 1 HVAC

B4SHL9 PATCH & PAINT B-61 4TH FLOOR MULTIPLE AREAS SERVICE 8/14/13 NNMC-61 1 STRUCTURAL

B4SHLH
PATCH & PAINT B-61 2ND & 3RD FLOOR EAST 
STAIRWELL

SERVICE 8/14/13 NNMC-61 1 STRUCTURAL

B4SHLK PATCH & PAINT B-61 2ND FLOOR WEST SERVICE 8/14/13 NNMC-61 1 STRUCTURAL

B4SHN6 PATCH & PAINT B-61 2ND & 3RD FLOOR EAST SERVICE 8/14/13 NNMC-61 1 STRUCTURAL

B4RDMM REPAIR RECESSED WALL LOCKER HINGES B-61 RM-401E SERVICE 7/10/13 NNMC-61 1 STRUCTURAL

B2YR83 REPAIR DRYWALL B-61 LOWER GARAGE SERVICE 5/8/13 NNMC-61 1 STRUCTURAL

B4TVWG REPLACE WINDOW SCREEN B-61 RM-303E SERVICE 9/9/13 NNMC-61 1 STRUCTURAL

B4VFFM
REPLACE MISSING WINDOW SCREEN /  DOOR OUT OF 
ADJUSTMENT - BLDG 61, RM 415E

SERVICE 9/24/13 NNMC-61 1 STRUCTURAL

B4NHHZ WINDOW LEAK B-61 RM-419E 4TH FLOOR SERVICE 6/3/13 NNMC-61 1 STRUCTURAL

B4SLLV
WWP-THERE IS A LIGHT OUT AND NEEDS TO BE 
REPLACED TODAY, NNMC-61,RM 127W

SERVICE 8/15/13 NNMC-61 1

B4SHNB
REMOUNT HANDRAIL TO WALL B-61 3RD FLOOR 
HALLWAY

SERVICE 8/14/13 NNMC-61 1 STRUCTURAL

B4SNYK WWP-NEED TO HAVE CURTAIN RE HUNG-, NNMC-61 SERVICE 8/20/13 NNMC-61 1 LABOR

B4TSKX
WWP-NNMC-61, 125 E, TOILET CONSTANTLY RUNNING. 
REPAIR

SERVICE 8/30/13 NNMC-61 1 PLUMBING

B4TSHP AC BLOWING HOT AIR - BLDG 61, RM 415W SERVICE 9/5/13 NNMC-61 1 HVAC

B4TTF7 -WWP TOILET KEEPS RUNNING B-61 RM-112E SERVICE 9/5/13 NNMC-61 1

B4TTFH -WWP CLEAR VENTS B-61 RM-LOBBY SERVICE 9/5/13 NNMC-61 1

B4PWSF -AH HOT CALL B-61 RM-425W SERVICE 6/30/13 NNMC-61 1

B4PWSY -AH URNIAL CLOGGED B-61 RM-MAIN LOBBY SERVICE 6/29/13 NNMC-61 1

B4PWTZ -WWP HOT CALL B-61 RM-324W SERVICE 6/29/13 NNMC-61 1

B4R7ZX -WWP HOT CALL B-61 RM-324W SERVICE 7/8/13 NNMC-61 1

B4RSFL -WWP TOILET LEAKING B-61 RM-409W SERVICE 7/25/13 NNMC-61 1

B4RSFM -WWP REPLACE COVER B-61 RM-319W SERVICE 7/25/13 NNMC-61 1
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B4RVS9 -WWP NO A/C B-61 RM-1ST FLOOR SERVICE 7/31/13 NNMC-61 1

B4S9J7 -WWP REMOVE ICE MACHINE B-61 RM-N/A SERVICE 8/6/13 NNMC-61 1

B4S9SL -AH NO A/C B-61 RM-312 SERVICE 8/7/13 NNMC-61 1

B4P9RK -WWP TOILET COVER MISSING B-61 RM-MENS ROOM SERVICE 6/12/13 NNMC-61 1

B4PRMS -WWP PATCH N PAINT B-61 RM-116W SERVICE 6/24/13 NNMC-61 1

B4PRN7 -WWP NO A/C B-61 RM-FRONT DESK SERVICE 6/24/13 NNMC-61 1

B4PVBY -WWP PATCH AND PAINT B-61 RM-111E SERVICE 6/27/13 NNMC-61 1

B4R4H9 -AH SHOWER CLOGGED B-61 RM-109W SERVICE 7/2/13 NNMC-61 1

B4R4JW -WWP A/C NOT WORKING B-61 KITCHEN SERVICE 7/2/13 NNMC-61 1

B4RCXY
KEYS LOCK IN SUPPLY CLOSET, B-61, 2ND FL RM 
204EAST

SERVICE 7/10/13 NNMC-61 1 LOCKS

B4RD7K -WWP OUTLETS ARE NOT WORKING B-61 RM-120W SERVICE 7/11/13 NNMC-61 1

B4RDMH -AH A/C NOT WORKING B-61 RM-331W SERVICE 7/10/13 NNMC-61 1

B4RJDG -AH REPLACE SHOWER TILES B-61 RM-205E SERVICE 7/16/13 NNMC-61 1

B4RLBV -WWP A/C LEAK B-61 RM-N/A SERVICE 7/19/13 NNMC-61 1

B4RLBX -WWP REPLACE LIGHT B-61 RM-110W SERVICE 7/20/13 NNMC-61 1

B4RV7W AC LEAKING IN MECH ROOM, B-61, ELEVATOR# 2 SERVICE 7/31/13 NNMC-61 1 PLUMBING

B4RT3F
PATCH & PAINT - Building 61 Solace hall, RMS 205E and 
401W

SERVICE 7/30/13 NNMC-61 1 FCA_PAINT

B4S6SR AH-CEILING IS LEAKING BADLY, NNMC-61, RM 325E SERVICE 8/2/13 NNMC-61 1 PLUMBING

B4S64Z
-WWP OUTLET NOT WORKING B-61 RM-LAUNDRY 
ROOM

SERVICE 8/2/13 NNMC-61 1

B4SGBK -WWP OUTLET B-61 RM-LAUNDRY ROOM SERVICE 8/13/13 NNMC-61 1

B4SGM4 -WWP PATCH N PAINT B-61 RM-105E SERVICE 8/13/13 NNMC-61 1

B4SMTC WWP-ENTIRE BUILDING HAS NO HOT WATER, NNMC-61 SERVICE 8/18/13 NNMC-61 1

B4SPMR AH-LEAKING TOILET, NNMC-61, 315E SERVICE 8/22/13 NNMC-61 1

B4STZG PATCH & PAINT - building 61 rooms 415W and 315E SERVICE 8/28/13 NNMC-61 1 FCA_PAINT

B4STC3 WWP - PATCH AND PAINT, B-61, RM-319E SERVICE 8/27/13 NNMC-61 1 FCA_PAINT
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B4STCC BATHROOM DOOR LOCK BROKEN, B-61, RM-427E SERVICE 8/27/13 NNMC-61 1 LOCKS

B4SXSH
WWP-CLASP ON WALL LOCKER IS BROKEN BLDG 61, RM 
229E

SERVICE 8/23/13 NNMC-61 1

B4SXSK WWP- PATCH AND PAINT, BLDG 61 SERVICE 8/30/13 NNMC-61 1 FCA_PAINT

B4TVS6 -AH FLOOR DRAIN CLOGGED B-61 RM-210W SERVICE 9/8/13 NNMC-61 1

B4TVSN -AH TOILET B-61 RM-104E SERVICE 9/6/13 NNMC-61 1

B4V9TP -WWP PATCH & PAINT B-61 LOBBY SERVICE 9/12/13 NNMC-61 1

B4V9TY -WWP REPAIR DOORS B-61 KITCHEN SERVICE 9/18/13 NNMC-61 1

B4V9V4 -WWP HANDRAIL BROKEN B-61 SERVICE 9/12/13 NNMC-61 1

B4V9V9 -WWP WINDOW LEAK B-61 RM-113E SERVICE 9/13/13 NNMC-61 1

B4VGW7 AH-"BLDG 61 RM 409W: SERVICE 9/26/13 NNMC-61 1 STRUCTURAL

B4VJ63
WWP-NEED PICTURE RE HUNG POC REQUEST BOBBY 
SIMPSON BLDG 61 RMS 129E AND 103E

SERVICE 9/26/13 NNMC-61 1

B2SLGZ
LOCKER BRACKET NEEDS TO BE REPAIRED, NNMC-
61,RM 316W, AH- 24 HOUR

SERVICE 1/28/13 NNMC-61 4 REPAIR

B2TVCK Urinal Clogged, Bldg 61 Men's Restroom, 1st Flr SERVICE 3/4/13 NNMC-61 1 PLUMBING

B2W7MH STEAM LEAK, B-61, GARAGE SERVICE 4/1/13 NNMC-61 1 PLUMBING

B2WTY6 -WWP DOOR BROKEN B-61 RM-WARRIOR CAFE SERVICE 4/8/13 NNMC-61 1

B2WWSY -AH GUEST ROOM TOO HOT B-61 RM-420E SERVICE 4/9/13 NNMC-61 1

B2XRP6
AC UNIT NOT WORKING, B-61, RMS-429WEST, 
324WEST, AND 309 WEST

SERVICE 4/12/13 NNMC-61 1 HVAC

B2XSP7 -WWP HOT CALL B-61 RM-WHOLE BUILDING SERVICE 4/11/13 NNMC-61 1

B2XSP9 -WWP REPLACE WALL B-61 RM-STORAGE SERVICE 4/11/13 NNMC-61 1

B2XSRK -WWP GARBAGE DISPOSAL B-61 RM-KITCHEN SERVICE 4/12/13 NNMC-61 1

B2XVMK BROKEN TOILET SEAT - BLDG 61, RM 329E SERVICE 4/16/13 NNMC-61 1 REPAIR

B2XVYS PATCH & PAINT - BLDG 61, RM 407W SERVICE 4/17/13 NNMC-61 1 FCA_PAINT

B2XX6T -AH AC INOP B-61 RM-313W SERVICE 4/18/13 NNMC-61 1

B2XXVZ -WWP LOCK B-61 RM-STAIRWELL SERVICE 4/18/13 NNMC-61 1

B2XYL7 -AH PANEL B-61 RM-104W SERVICE 4/21/13 NNMC-61 1



J-1502000-05 Historical Service Orders FY13
CNIC

Page 41 of 242

Work 
Order

Description Work Type Location Priority Failure Class
Reported 

Date

B2Y6MY
Valve off steam to heat exchanger in main mechanical 
room B-61

SERVICE 5/1/13 NNMC-61 1 HVAC

B2Y7Z5
AH-THE LIGHT IS OUT AT THE FRONT DESK-NNMC-61301 
295 5288-

SERVICE 4/30/13 NNMC-61 1 ELECTRICAL

B2Y849
AH-LIGHT ON WEST WING ELEVATOR IS OUT NEEDS TO 
BE REPLACED- NNMC-61

SERVICE 5/1/13 NNMC-61 1 ELECTRICAL

B2YB9J -AH TOILET LEAK B-61 RM-312E SERVICE 5/5/13 NNMC-61 1

B2YR26
AH-MILDEW INSIDE SHOWER BEHIND THE TILES-NNMC-
61-RM 201 E

SERVICE 5/6/13 NNMC-61 1 PLUMBING

B2YR57 -WWP CLOGGED TOILET B-61 RM-MENS ROOM SERVICE 5/4/13 NNMC-61 1

B2YR7V REPLACE PANEL B-61 GARAGE SERVICE 5/8/13 NNMC-61 1 LABOR

B2ZD8S -WWP PIPE B-61 RM-GARAGE SERVICE 5/13/13 NNMC-61 1

B4MRPL -WWP URINAL B-61 RM-MENS RM SERVICE 5/18/13 NNMC-61 1

B4MYWY -AH TOILET LEAK B-61 RM-204E SERVICE 5/27/13 NNMC-61 1

B4NB46 -WWP TOILET B-61 RM-110W SERVICE 5/27/13 NNMC-61 1

B4NWJP -WWP LEAK  B-61 RM-MECH ROOM SERVICE 6/6/13 NNMC-61 1

B4NKYN
HALF ROOM WITHOUT POWER- B-61- RMS 322 & 324 
WEST

SERVICE 6/4/13 NNMC-61 1 ELECTRICAL

B4NL7X -WWP RELAMP B-61 RM-108E SERVICE 5/31/13 NNMC-61 1

B4NKWR -AH TOO HOT B-61 RM-429W SERVICE 5/30/13 NNMC-61 1

B4NL6P -AH A/C NOT WORKING B-61 RM-421W SERVICE 6/1/13 NNMC-61 1

B4ST6X CLOGGED DISHWASHER - BLDG 65 KITCHEN SERVICE 8/27/13 NNMC-65 1 APPLIANCE

B4V9Z3 Building 25, Room 4—Shower Drain Clogged SERVICE 9/18/13 NNMC-65 1 PLUMBING

B4TZNT
A lightbulb is out in the bathroom and broken in the 
fixture - Building 65, Room 103

SERVICE 9/13/13 NNMC-65 1 ELECTRICAL

B2Y5WB
REPLACE LIGHT OVER TOILET - ABOUT TO FALL OUT - 
BLDG 65, RM 204

SERVICE 4/30/13 NNMC-65 1 ELECTRICAL

B2S7C7 COLD CALL B-65 SERVICE 1/30/13 NNMC-65 1 HVAC

B2WX7G HOT CALL B-65 2ND FLOOR RM-205 & 206 SERVICE 4/11/13 NNMC-65 1 HVAC

B2XSCS
HANDYMEN - windows does not open and shut 
properly, Building 65, room 205

SERVICE 4/12/13 NNMC-65 1 STRUCTURAL

B4S797
AH-TOILET WON'T FLUSH LIGHTS FLICKERING, NNMC-
65, RM 110

SERVICE 8/3/13 NNMC-65 1 PLUMBING

B2XYTN -AH COLD CALL B-65 RM-109 SERVICE 4/23/13 NNMC-65 1
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B2XZBS -AH COLD CALL B-62 RM-109 SERVICE 4/22/13 NNMC-65 1

B4S6GF
DOOR WIL NOT SHUT PROPERLY-Building 66, Room 108 
 The adjoining door to 109

SERVICE 8/6/13 NNMC-66 1 STRUCTURAL

B2W5XZ Door magnetic lock/latch, Building 66 SERVICE 3/29/13 NNMC-66 1 STRUCTURAL

B4NXP4 Bathroom sink clogged - Building 66, Room 108 SERVICE 6/12/13 NNMC-66 1 PLUMBING

B4PP9B
RETRIEVE NECKLACE FROM SINK DRAIN - BLDG 66, RM 
107

SERVICE 6/21/13 NNMC-66 1 PLUMBING

B4MSCT CLOGGED SINK - SLOW DRAIN - BLDG 66, RM 103 SERVICE 5/21/13 NNMC-66 1 PLUMBING

B4PMFP
Bathroom sink is clogged - Guest Room - Building 66; 
Room 202

SERVICE 6/19/13 NNMC-66 1 PLUMBING

B4SFNS REPLACE LIGHTS B-66 RM-102 & 111 SERVICE 8/12/13 NNMC-66 1 ELECTRICAL

B4SFT3 LIGHT OUT B-66 RM-104 SERVICE 8/12/13 NNMC-66 1 ELECTRICAL

B2WPBC LIGHT OUT B-66 LAUNDRY ROOM SERVICE 4/8/13 NNMC-66 1 ELECTRICAL

B4RHDX NO A/C B-66 RM-101-106 FISHER HOUSE SERVICE 7/17/13 NNMC-66 1 HVAC

B4TP3D BOILER MAKING A LOUD NOISE, B-66, FISHER HOUSE SERVICE 9/3/13 NNMC-66 1 HVAC

B2RPHK
TOO COLD FOR GUEST @ FISHER HOUSE 4, nnmc-66-
ROOM 205,

SERVICE 1/15/13 NNMC-66 2 HVAC

B2Y5V3 COLD CALL B-66 FISHER HOUSE. SERVICE 4/30/13 NNMC-66 1 HVAC

B4SV7Y
Turn knob to open window in bathroom has detached - 
Building 66, Room 205

SERVICE 8/28/13 NNMC-66 1 STRUCTURAL

B4N9ZH BROKEN WINDOW HANDLES B-66 RM-103, 107 & 202 SERVICE 5/31/13 NNMC-66 1 STRUCTURAL

B4TRN7
AH-B-66, VERY LOUD NOISE OUTSIDE BUILDING, MIGHT 
BE THE COMPRESSOR. INVESTIGATE/REPAIR AS NEEDED

SERVICE 9/2/13 NNMC-66 1

B4R7Y3 SINK LEAK B-66 KITCHEN FISCHER HOUSE SERVICE 7/9/13 NNMC-66 1

B4RRG7 CLOGGED TOILET - BLDG 6, RM 202 SERVICE 7/26/13 NNMC-66 1 PLUMBING

B2Y88L REPLACE TOILET SEAT - BLDG 66, RM 207 SERVICE 5/2/13 NNMC-66 1 REPAIR

B4SFRK DOOR LATCH, B-67, RM 202 FISHER HOUSE SERVICE 8/12/13 NNMC-67 1 STRUCTURAL

B4RCYG NO POWER, B-67, RM-106 FISHER HOUSE SERVICE 7/10/13 NNMC-67 1 ELECTRICAL

B4RV6D Bathroom fan is not working - Building 67, Room 104 SERVICE 7/31/13 NNMC-67 1 ELECTRICAL

B2XZBP HOT CALL - GUSHING HOT AIR - BLDG 67, RM 201 SERVICE 4/24/13 NNMC-67 1 HVAC

B4TYDW NO AC IN PATIENT ROOM - BLDG 67, RM 205 SERVICE 9/11/13 NNMC-67 1 HVAC
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B3269Z
HOT CALL - BLOWS VERY HOT AIR FROM VENT FOR 1/2 
HOUR - BLDG 67, RM 202

SERVICE 5/15/13 NNMC-67 1 HVAC

B4MVR7 HOT CALL B-67 RM-205 SERVICE 5/22/13 NNMC-67 1 HVAC

B2SHB6 VENT LEAK b-67 rm-207 SERVICE 1/31/13 NNMC-67 1 HVAC

B4MRM3
Broken window handle (Window by bed) - Building 67, 
Room 208

SERVICE 5/20/13 NNMC-67 1 STRUCTURAL

B4R6NT -AH NO POWER B-67 RM-106 SERVICE 7/4/13 NNMC-67 1

B2XWGZ Bathroom window - Building 67, Room 205 SERVICE 4/18/13 NNMC-67 1 REPAIR

B2XWHK
The super vent on the hydraulic boiler is leaking - 
Building 67, Utility room

SERVICE 4/18/13 NNMC-67 1 HVAC

B2XZJD
One of the handles to the bedroom windows is broken - 
Building 67 (Fisher House 5) Rm 207

SERVICE 4/24/13 NNMC-67 1 REPAIR

B4MSCV AH- A/C NOT WORKING.NNMC-67 SERVICE 5/19/13 NNMC-67 1 HVAC

B4NL7D -AH LEAK B-67 RM-207 SERVICE 6/2/13 NNMC-67 1

B2T8PZ Fire Alarm  Box Beeping, Bldg 71, Near Securtiy Desk SERVICE 2/14/13 NNMC-71 1 FIRE EQUIPMENT

B4NWTV DISABLE SMOKE DETECTOR, B-71, CAFETERIA SERVICE 6/11/13 NNMC-71 1 ELECTRICAL

B4N6JW
2 LOADING DOCK DOORS NOT LOCKING PROPERLY - 
BLDG 82

SERVICE 5/30/13 NNMC-82 1 STRUCTURAL

B4SXMG CEILING LEAK, B-82, WAREHOUSE SERVICE 8/30/13 NNMC-82 1 PLUMBING

B4VBJF CEILING LEAK / PIPE, B-82, ATHELTIC SHOE DEPT. SERVICE 9/19/13 NNMC-82 1 PLUMBING

B4RVC9
Electrical issues at Loading Dock - Bldg 82 NEX, Loading 
docks

SERVICE 7/31/13 NNMC-82 1 ELECTRICAL

B4TTDJ
CLOGGED URINAL - BLDG 82, NEAR FOOD COURT, 2ND 
FLOOR

SERVICE 9/6/13 NNMC-82 1 PLUMBING

B4SKGY CHILLER IS DOWN, B-82, ROOF SERVICE 8/15/13 NNMC-82 1 HVAC

B4VCXV HOT CALL, B-82, NEX SERVICE 9/23/13 NNMC-82 1 HVAC

B4TRRS
LOW AIRFLOW B-82 RM-X30 MAINFRAME COMPUTER 
ROOM

SERVICE 9/4/13 NNMC-82 1 HVAC

B4RJWK
HOT CALL - FOOD COURT AREA TOO HOT - TEMP TIME 
NEEDS TO BE ADJUSTED -BLDG 82

SERVICE 7/19/13 NNMC-82 1 HVAC

B4TWFT COLD CALL, B-82, VISION OFFICE SERVICE 9/10/13 NNMC-82 1 HVAC

B4VGHY HOT CALL, B-82, RM-X30  ADIM OFFICE SERVICE 9/26/13 NNMC-82 1 HVAC

B4PWWK
CLOGGED TOILET - 1ST FLOOR MENS ROOM - BLDG 82, 
NEX

SERVICE 7/1/13 NNMC-82 1 PLUMBING

B4R9XC
AH- WOMANS RESTROOM- HANDICAP STALL- TOILET 
CLOGGED-NNMC-82  NAVY EXCHANGE

SERVICE 7/8/13 NNMC-82 1
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B4RY4B OVERHEAD DOOR WON'T PULL DOWN - BLDG 82, BAY 2 SERVICE 8/2/13 NNMC-82 1 CONVEYING

B4R6PL -AH LEAK B-82 RM-N/A SERVICE 7/3/13 NNMC-82 1

B4TVFF KEY GET STUCK IN DOOR, B-82, FOOD COURT DOORS SERVICE 9/9/13 NNMC-82 1 LOCKS

B2T7HZ
HANDYMAN - HANG FIRE EXTINGUISHER BOX - BLDG 82, 
BOTTOM DECK, NEAR CUSTOMER SERVICE

SERVICE 2/13/13 NNMC-82 1 LABOR

B325XW
AH-ALL URINALS AND STALLS NOT FLUSHING.NAVY 
EXCHANGE, 2ND FL FOOD COURT BATHROOMS

SERVICE 5/12/13 NNMC-82 1 PLUMBING

B326N8
AH-TOO HOT IN THE ENTIRE BUILDING-CHILLERS DOWN- 
NNMC-82

SERVICE 5/14/13 NNMC-82 1 HVAC

B4MX6B -AH HOT CALL B-82 SERVICE 5/22/13 NNMC-82 1

B2R43G REMOVE FREON - BLDG 99, GAS STATION SERVICE 1/22/13 NNMC-99 2 HVAC

B4VB74
6 EXTERIOR LIGHTS NOT WORKING - GAS STATION BLDG 
99

SERVICE 9/18/13 NNMC-99 1 ELECTRICAL

B4PP6S REMOVE FREON - BLDG 99, GAS STATION SERVICE 6/21/13 NNMC-99 2 HAZMAT

B2Y92Y REMOVE FREON - BLDG 99, GAS STATION SERVICE 5/3/13 NNMC-99 2

B4XRLV NO HEAT - GATES 1, 2, AND 5 URGENT 11/13/13 NNMC-000 1 HVAC

B4VNRT
HANDICAP AUTOMATIC DOOR BUTTON NOT WORKING - 
ENTRANCE SIDE - BLDG 18, TEMP GALLEY

URGENT 10/4/13 NNMC-000 1 STRUCTURAL

B4W4YV FIRE ALARM PANEL, B-18T, TEMP GALLEY URGENT 10/7/13 NNMC-000 1 ELECTRICAL

B4WPGR CIRCUIT BREAKER, B-18 TEMP GALLEY URGENT 10/23/13 NNMC-000 1 ELECTRICAL

B4Y9YC TOILET CLOGGED B-10A RM-109 URGENT 11/29/13 NNMC-000 1 PLUMBING

B4WLBJ METAL PLATES COMING OFF B-18 TEMP GALLEY URGENT 10/18/13 NNMC-000 1 STRUCTURAL

B4WLJH
CLOGGED TOILET - BLDG 18T, TEMP GALLEY, MENS 
RESTROOM

URGENT 10/18/13 NNMC-000 1 PLUMBING

B4WSZZ
FREEZE RUNNING HIGH TEMP, B-18, WALKIN 
REFRIGERATOR TEMP GALLEY

URGENT 10/30/13 NNMC-000 1 HVAC

B4XY7D NO HEAT - WHOLE REAR END OF BLDG 11 URGENT 11/21/13 NNMC-11 1 HVAC

B4WKJX INOPERABLE HANDICAP DOOR B-11 RM-BASEMENT URGENT 10/17/13 NNMC-11 1 STRUCTURAL

B4WTM3
Inoperable Handicap Door Opener - Bldg 11, Main 
Entrance

URGENT 10/31/13 NNMC-11 1 STRUCTURAL

B4WM4Y NO POWER, B-11, BETWEEN ROOMS 111 & 115 URGENT 10/21/13 NNMC-11 1 ELECTRICAL

B4WRVV OUTLET NOT WORKING, B-11, RM 245B URGENT 10/25/13 NNMC-11 1 ELECTRICAL
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B4WT6F WATER FOUNTAIN- B-11, NEXT ROOM 114 URGENT 10/30/13 NNMC-11 1 ELECTRICAL

B4WMHF NO POWER, B-11, BETWEEN ROOMS 188 URGENT 10/21/13 NNMC-11 1 ELECTRICAL

B4XWLM
CLOGGED URINAL - OVERFLOWS WHEN FLUSHED - BLDG 
11, RM 229

URGENT 11/18/13 NNMC-11 1 PLUMBING

B4WNJ9 NO POWER - BLDG 11, ROOM 188 URGENT 10/22/13 NNMC-11 1 ELECTRICAL

B4WVH7 COLD CALL - THERE IS NO HEAT IN ALL OF BUILDING 11 URGENT 11/1/13 NNMC-11 1 HVAC

B4X7FM HOT CALL-B-11, RM-182 OUTSIDE SERVER ROOM URGENT 11/6/13 NNMC-11 1 HVAC

B4X34V
PIPE HANGING UNDERNEATH SINK, Bldg 11 Rm 
299(Bathroom)

URGENT 11/5/13 NNMC-11 1

B4XBG3
AH-ELECTRICAL PANEL MAKING LOUD NOISE,NNMC-11, 
LODING DOCK

URGENT 11/3/13 NNMC-11 1

B4XBGL
AH-HOT NETWORK CLOSET - CURRENTLY AT 106*F AND 
IT HAS IT'S OWN A/C LOCATED IN THE CLOSET. NNMC-
11,277

URGENT 11/5/13 NNMC-11 1

B4YYGV
WATER LEAK - PASSAGEWAY, OUTSIDE ROOM 203, 
BLDG 11

URGENT 12/10/13 NNMC-11 1 PLUMBING

B4VG4J
OPEN SAFE AND CHANGE COMBINATION - NEEDS 
CONTENTS OF SAFE - BLDG 11, RM 182

URGENT 9/25/13 NNMC-11 1 LOCKS

B4XZHM NO HEAT - BLDGS 147, 239, and 152 URGENT 11/21/13 NNMC-147 1 HVAC

B4WS4Z COLD CALL B-153 RM-MWR URGENT 10/29/13 NNMC-153 1 HVAC

B4YB93 AH- BAY DOOR NOT CLOSING B-20 URGENT 11/22/13 NNMC-20 1 STRUCTURAL

B4YMP6 REPAIR EXHAUST SYSTEM B-20 PLYMO VENT URGENT 12/3/13 NNMC-20 1 HVAC

B4VH3J
AIR LINE TO COMPRESSOR HAS BROKEN FREE - REPAIR - 
FIREHOUSE - BLDG 20

URGENT 9/27/13 NNMC-20 1 ORDNANCE

B4XY6R
CHECK ALL DAMPERS TO MAKE SURE THEY'RE OPEN - 
BLDG 239

URGENT 11/21/13 NNMC-239 1 HVAC

B4WS64 SHOWER DRAIN CLOGGED B-24 RM-2 URGENT 10/29/13 NNMC-24 1 PLUMBING

B4WSJF
The Commode in Front Desk Supervisors office 
intermittently runs.  Fisher House #2 (bldg.25), room #2.

URGENT 10/29/13 NNMC-25 1 PLUMBING

B4Y47W DOOR BUZZER NOT WORKING - BLDG 26, RM 133 URGENT 11/22/13 NNMC-26 1 ELECTRICAL

B4VGWV HOT CALL, B-26, RMS 107 & 106, CDC URGENT 9/27/13 NNMC-26 1 HVAC

B4VJNL
AH-TOO HOT - TEMPERATURE RANGING FROM 78 -80 
DEGREES. RESTORE COOLING TO PROPER OPERATION. B-
26 CDC WHOLE BUILDING

URGENT 10/1/13 NNMC-26 1 HVAC

B4WDWD AH- COLD CALL B-26 CDC URGENT 10/10/13 NNMC-26 1 HVAC

B4X39H HOT CALL B-26 RM-122 URGENT 11/5/13 NNMC-26 1 HVAC
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B4W63M
SHARP WIRE ON FENCE B-26 RM-TODDLER / 
PRESCHOOL PLAYGROUND

URGENT 10/7/13 NNMC-26 1 STRUCTURAL

B4X7ZR AH-TEMPERATURE TOO HOT IN BLDG. nnmc-26 URGENT 11/6/13 NNMC-26 1

B4VJ36 DOOR BUZZER NOT WORKING B-26 RM-122 URGENT 9/30/13 NNMC-26 1 ELECTRICAL

B4WDJJ WALL DAMAGE, B-31 MINI MART URGENT 10/15/13 NNMC-31 1 PLUMBING

B4YVBG WATER LEAKING, B-31 QUICK MART URGENT 12/6/13 NNMC-31 1 PLUMBING

B4YBDT AH- LEAK B-31 RM-GAS STATION URGENT 11/27/13 NNMC-31 1 PLUMBING

B4WLHY WATER LEAK B-31 RM-MINI MART URGENT 10/15/13 NNMC-31 1 STRUCTURAL

B4W6BL WINDOW BROKEN, B-32, PARKING GARAGE URGENT 10/7/13 NNMC-32 1 REPAIR

B4VN97 WWP- DOOR NOT OPENING B-50 RM-N/A URGENT 10/2/13 NNMC-50 1 STRUCTURAL

B4Z3TB AH- COLD CALL B-50 RM-221 URGENT 12/16/13 NNMC-50 1 HVAC

B4WPXX WWP-COLD CALL B-50 RM-235 URGENT 10/22/13 NNMC-50 1

B4Z49W WWP- LEAK B-50 LAUNDRY ROOM URGENT 12/12/13 NNMC-50 1

B4YNCH AH-HVAC SYSTEM INOP B-52 RM-301 & 306 URGENT 12/3/13 NNMC-52 1 HVAC

B4WPDF BOILER NEEDS TO BE LIT - 57 DEGREES - BLDG 56 URGENT 10/23/13 NNMC-56 1 HVAC

B4WHXK
HANDICAP DOOR NOT WORKING PROPERLY, B-56, 
BOWLING ALLEY

URGENT 10/16/13 NNMC-56 1 STRUCTURAL

B4VJ43 -AH ICE MACHINE INOP  B-56 RM-KITCHEN URGENT 9/28/13 NNMC-56 1 APPLIANCE

B4XVPY COLD CALL - 50 DEGREES - BLDG 56, ENTIRE BLDG URGENT 11/15/13 NNMC-56 1 HVAC

B4YXGW AH- HOT CALL B-56 URGENT 12/6/13 NNMC-56 1 HVAC

B4WV4N AH- HOT HEAT B-56 RM-WHOLE BLDG URGENT 10/28/13 NNMC-56 1

B4Y4TD Relight the boiler, Bldg 56 URGENT 11/25/13 NNMC-56 1 PLUMBING

B4VNV7 AH-TOILET INOP B-60 RM-201 URGENT 10/3/13 NNMC-60 1 PLUMBING

B4Z3DX AH- CLOGGED TOILET B-60 RM-206 URGENT 12/13/13 NNMC-60 1 PLUMBING

B4YT7N WWP - PIPES RATTLING B-60 RM-109W URGENT 11/27/13 NNMC-60 1 PLUMBING

B4WLDN HOT CALL B-60 RM-201W URGENT 10/18/13 NNMC-60 1 HVAC

B4WSXH BLOWING HOT AIR - BLDG 60W, RM 403W URGENT 10/30/13 NNMC-60 1 HVAC
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B4XVZ4 COLD AIR BLOWING FROM VENT - BLDG 60, RM 316W URGENT 11/15/13 NNMC-60 1 HVAC

B4WPJB WWP-WASHER LEAK B-60 LAUNDRY ROOM URGENT 10/12/13 NNMC-60 1

B4Y4NJ POWER OUTAGE, BLDG 60, RMS 419 AND 422 URGENT 11/25/13 NNMC-60 1 ELECTRICAL

B4WKRC AH- WINDOW LEAK B-61 RM-414W, 329W, 211E URGENT 10/17/13 NNMC-61 1 STRUCTURAL

B4YNCL AH- LEAK B-61 RM- GARAGE URGENT 12/3/13 NNMC-61 1 STRUCTURAL

B4VN3D AH- TOILET LEAKING B-61 RM-216W URGENT 10/2/13 NNMC-61 1 PLUMBING

B4W66W TOILET & CEILING LEAKING B-61 RM-225W & 415W URGENT 10/7/13 NNMC-61 1 PLUMBING

B4Z3J9 AH- CLOGGED SINK B-61 RM-106E URGENT 12/11/13 NNMC-61 1 PLUMBING

B4VGS9 TOILET LEAK, B-61, RM-213EAST URGENT 9/27/13 NNMC-61 1 PLUMBING

B4VJRD WWP- LIGHTS OUT B-61 RM-125W URGENT 9/30/13 NNMC-61 1 ELECTRICAL

B4VJ44 -AH ELEVATOR LIGHTS OUT B-61 RM-WEST SIDE URGENT 9/29/13 NNMC-61 1 ELECTRICAL

B4YMHD AH- POWER OUTAGE B-61 RM-223W & 421W URGENT 11/30/13 NNMC-61 1 ELECTRICAL

B4WKZH AH- NOT HOT WATER B-61 RM-329E AND 331E URGENT 10/14/13 NNMC-61 1 PLUMBING

B4WTMP AH-COLD CALL B-61 RM-404W URGENT 10/26/13 NNMC-61 1 HVAC

B4W7DY WWP-PATCH & PAINT B-61 RM-FRONT DESK URGENT 10/7/13 NNMC-61 1 STRUCTURAL

B4WPJD WWP-OUTLET NOT WORKING B-61 RM-104W URGENT 10/12/13 NNMC-61 1

B4WPSL WWP-OPEN SAFE B-61 RM-120 URGENT 10/17/13 NNMC-61 1 LABOR

B4WPT4 WWP-POWER OUT B-61 RM-110E URGENT 10/18/13 NNMC-61 1

B4WPVR WWP-POWER OUT B-61 RM-110E URGENT 10/18/13 NNMC-61 1

B4WPVW WWP-POWER OUT B-62 RM-2023 URGENT 10/18/13 NNMC-61 1

B4WPVY WWP-COLD CALL B-61 RM-112E URGENT 10/20/13 NNMC-61 1

B4WRSP AH-TOILET HAS A SLOW LEAK, NNMC-61, 406E URGENT 10/25/13 NNMC-61 1

B4X737 WWP-NOZZLE LEAKING WATER B-61 RM-302E URGENT 11/1/13 NNMC-61 1 PLUMBING

B4XBGW
AH-WINDOW NOT LATCHING AND PATIENT FEELS 
UNSAFE, NNMC-61,131 WEST

URGENT 11/4/13 NNMC-61 1

B4TRSS TURN ELEVATORS BACK ON, B-61, URGENT 9/4/13 NNMC-61 1
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B4WV4T AH- INSULATE PIPE B-61 RM-WHOLE BUILDING URGENT 10/28/13 NNMC-61 1

B4WVP4 AH- TOILET NOT WORKING B-61 RM-227E URGENT 10/31/13 NNMC-61 1

B4YBP6 WWP-SINK CLOGGED B-61 RM-116E URGENT 11/26/13 NNMC-61 1

B4YBP7 WWP-TOILET OVERFLOWING B-61 RM-129 & 131 URGENT 11/26/13 NNMC-61 1

B4YTLR WWP -TOILET LEAK B-61 RM-106E URGENT 12/4/13 NNMC-61 1

B2T753 NO HOT WATER,NNMC-61, ROOM 329, AH URGENT 2/10/13 NNMC-61 1 PLUMBING

B4WM7F AH-LEAK B-65 RM-5 URGENT 10/15/13 NNMC-65 1 STRUCTURAL

B4W67L HOT CALL B-65 RM-107 - 112 URGENT 10/7/13 NNMC-65 1 HVAC

B4WZPL
TOO COLD IN FISHER HOUSE - FISHER HOUSE 65 - 
WHOLE BLDG

URGENT 11/5/13 NNMC-65 1 HVAC

B4W73V
CEILING LEAK - RECURRING PROBLEM - FISHER HOUSE 5, 
BLDG 67, RM 207

URGENT 10/8/13 NNMC-67 1 STRUCTURAL

B4WSLK
CRASH DOOR PUSH BAR MALFUNCTIONING - ALARM 
KEEPS SOUNDING FOR NO REASON - BLDG NEX, BLDG 
82, ELECTRONICS DEPT

URGENT 10/29/13 NNMC-82 1 ELECTRICAL

B4XWHX
Check boilers for proper operation and repair as needed 
- BLDG 82, ROOF

URGENT 11/18/13 NNMC-82 1 PLUMBING

B4WMBF LIGHTS OUT, B-82, SECOND FLOOR URGENT 10/21/13 NNMC-82 1 ELECTRICAL

B4VGJD
REWORK - OVERHEAD DOOR WON'T PULL DOWN - BLDG 
82, BAY2

URGENT 9/26/13 NNMC-82 1 STRUCTURAL

B4WSGH
EXHAUST FUMES ENTERING LOADING DOCK INTO 
OFFICE SPACES - AFFECTING EMPLOYEES - BLDG NEX, 
BLDG 82

URGENT 10/29/13 NNMC-82 1 HVAC

B4S4JB AC NOT WORKING, B-82, NEX URGENT 8/5/13 NNMC-82 1 HVAC

B4YYB4 AH- BOILERS OFF B-82 RM-ROOF URGENT 12/7/13 NNMC-82 1 HVAC

B4XW9G
HOT CALL - NEX - WAY TOO HOT IN COMPUTER ROOM - 
BLDG 82, RM X30

URGENT 11/18/13 NNMC-82 1 HVAC

B4Y9V6 BOILER # 3 NOT WORKING B-82 URGENT 11/27/13 NNMC-82 1 HVAC

B4Y9HZ CHECK BOILERS - TEMP GOING DOWN - BLDG 82, ROOF URGENT 11/26/13 NNMC-82 1
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B4V43D -AH ALARM B-10 RM-BASEMENT EMERGENCY 9/15/13 NNMC-10 1 ELECTRICAL

B4W76H AH- ALARM SOUNDING B-10 RM-6036 CENTER EMERGENCY 10/7/13 NNMC-10 1 ELECTRICAL
B4YYBH AH- STEM CELL ALARM B-10 RM-2107 EMERGENCY 12/8/13 NNMC-10 1 ELECTRICAL

B4VCDZ -AH ALARM SOUNDING B-10 RM-5103 EAST EMERGENCY 9/20/13 NNMC-10 1 ELECTRICAL

B4VBMD
PATIENT CALL BELL CORDS ARE MISSING, B-10, RMS- 
7071 & 7072, 7EAST

EMERGENCY 9/19/13 NNMC-10 1 ELECTRICAL

B4V43S -AH LEAK B-10 RM-6036 EMERGENCY 9/16/13 NNMC-10 1 STRUCTURAL

B4RK4Y
CEILING LEAK - MICC - PATIENT ROOM - BLDG 10, RM 
6131

EMERGENCY 7/19/13 NNMC-10 1 STRUCTURAL

B4W67Y ACTIVE CELING LEAK B-10 7WEST RM-7114 EMERGENCY 10/7/13 NNMC-10 1 STRUCTURAL

B4WR7B
CEILING LEAK IN PATIENT ROOM - BLDG 10, 5W, RM 
5070

EMERGENCY 10/24/13 NNMC-10 1 STRUCTURAL

B4Z3J4 AH- CEILING LEAK B-10 RM-6127 EMERGENCY 12/11/13 NNMC-10 1 STRUCTURAL

B4RT43
ACTIVE CEILING LEAK - PATIENT ROOM - BLDG 10, RM 
3006

EMERGENCY 7/30/13 NNMC-10 1 STRUCTURAL

B4VG6J
ACTIVE CEILING LEAK - PATIENT AREA -  BLDG 10, 3E, 
RM 3006

EMERGENCY 9/25/13 NNMC-10 1 STRUCTURAL

B4YZWM AHU- 10, B-10, RM MECH ROOM EMERGENCY 12/12/13 NNMC-10 1 HVAC

B4VGWN DOOR STUCK, B-10, RM-1018, 1ST FLOOR EMERGENCY 9/27/13 NNMC-10 1 STRUCTURAL

B2WPGZ
NON- FUNCTIONAL DOOR MAGNET - LEAVES WARD 
UNLOCKED - SECURED AREA - PSYCH WARD - BLDG 10, 
DOOR 7W TO 7C

EMERGENCY 4/8/13 NNMC-10 1 STRUCTURAL

B2Y5KZ WATER LEAKING FROM WALL - BLDG 10, RM 6022 EMERGENCY 4/30/13 NNMC-10 1 STRUCTURAL

B4Y9YH AH- AHU DOWN B-10 MECHANICAL ROOM EMERGENCY 11/25/13 NNMC-10 1 HVAC
B4V46W CEILING LEAK, B-10, RM-5054 5CENTER EMERGENCY 9/17/13 NNMC-10 1 PLUMBING

B4XXC9
ALARM GOING OFF, B-10, OR 12 MAIN OPERATING 
ROOM

EMERGENCY 11/20/13 NNMC-10 1 ELECTRICAL

B4YY9L AH- SINK CLOGGED B-10 RM-6052 EMERGENCY 12/6/13 NNMC-10 1 PLUMBING

B4PTHW SINK LEAK B-10 5CENTER RM-5050 PATIENT ROOM EMERGENCY 6/27/13 NNMC-10 1 PLUMBING

B4SFWH ALARM GOING OFF 2ND FLOOR, B-10, NEAR RM 2002 EMERGENCY 8/12/13 NNMC-10 1 ELECTRICAL

B4SND7
ACTIVE LEAK B-10 6WEST RM-NEAR 6050 & 6052 
HALLWAY

EMERGENCY 8/21/13 NNMC-10 1 PLUMBING

B4TX76 TOILET LEAK B-10 6CENTER RM-6135 EMERGENCY 9/10/13 NNMC-10 1 PLUMBING

B4VBLS
BULB BURNT OUT IN FIRE EXIT SIGN - BLDG 10, 
HALLWAY IN FRONT OF 7071, 7048

EMERGENCY 9/19/13 NNMC-10 1 ELECTRICAL

B4WLJ6 TOILET CLOGGED B-10 RM-5171 WEST PATIENT ROOM EMERGENCY 10/15/13 NNMC-10 1 PLUMBING

B4YND9 CLOGGED TOILET B-10 3CENTER RM-3233 EMERGENCY 12/4/13 NNMC-10 1 PLUMBING

B2XX63
TOILET OVERFLOW B-10 RM-5044 5CENTER PATIENT 
ROOM

EMERGENCY 4/19/13 NNMC-10 1 PLUMBING

B4VJ3G -AH LEAKING ICE MACHINE B-10 RM-OR SUITE EMERGENCY 9/27/13 NNMC-10 1 APPLIANCE

Reported 
Date
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B4PVB3
TOILET WON'T STOP RUNNING - CLOSE TO 
OVERFLOWING - FAMILY LOUNGE TOILET - BLDG 10, RM 
5129

EMERGENCY 6/28/13 NNMC-10 1 PLUMBING

B4PB7Y
CLOGGED TOILET - PATIENT ROOM - BLDG 10, 5E, RM 
5008

EMERGENCY 6/14/13 NNMC-10 1 PLUMBING

B4SXTB
FLOODING FROM SHOWER DRAIN - BACKING UP - BLDG 
10, RM 6111

EMERGENCY 8/30/13 NNMC-10 1 PLUMBING

B4WLD9
LEAK FROM UNKNOWN SOURCE - FLOODING - BLDG 10, 
RM 5072

EMERGENCY 10/18/13 NNMC-10 1 PLUMBING

B4YNJG
WATER LEAK - COMING INTO HALLWAY - 
UNDERMINING FLOOR - BLDG 10, 4C, RM 4123A

EMERGENCY 12/4/13 NNMC-10 1 PLUMBING

B4VJ4B -AH LIGHT OUT B-10 RM-6008 EAST PATIENT ROOM EMERGENCY 9/28/13 NNMC-10 1 ELECTRICAL

B4WL97
NO POWER TO OUTLETS AND LIGHTS - BLDG 10, RM 
6159

EMERGENCY 10/18/13 NNMC-10 1 ELECTRICAL

B4WVMS AH- BLACK OUT B-10 RM-6012 CENTER EMERGENCY 10/29/13 NNMC-10 1 ELECTRICAL

B4Y97H
EXIT LIGHTS OUT - BLDG 10, THROUGHT 4TH FLOOR - 
SEVERAL OVERHEAD LIGHTS OUT - BLDG 10, 4E

EMERGENCY 11/26/13 NNMC-10 1 ELECTRICAL

B4VD7V -AH WATER LEAK B-10 NICU EMERGENCY 9/22/13 NNMC-10 1 PLUMBING

B4WCWR
IVF Lab Building - Leak around insulation for the chill 
water supply pipe / UPS batteries need to be expedited 
– BLDG 10, 2W, RM 2116

EMERGENCY 10/11/13 NNMC-10 1 PLUMBING

B4XWPV RED OUTLET HAS NO POWER - BLDG 10, 4W, RM 4005 EMERGENCY 11/19/13 NNMC-10 1 ELECTRICAL

B4VBJJ NO POWER TO EQUIPMENT B-10 RM-2114 & 2121 EMERGENCY 9/19/13 NNMC-10 1 ELECTRICAL

B4VD99 -AH REATTACH BASE B-10 RM-5173W EMERGENCY 9/20/13 NNMC-10 1 ELECTRICAL

B4WC3N
ELECTRICIAN REQUESTED IMMEDIATELY BY FIRE DEPT- 
FIRE IN NICU - BLDG 10, 6E

EMERGENCY 10/9/13 NNMC-10 1 ELECTRICAL

B4PWKD ACTIVE CEILING LEAK - BLDG 10, RM 7131 EMERGENCY 7/1/13 NNMC-10 1 STRUCTURAL

B4RD3G
NO AC - PATIENT ROOMS - BLDG 10, ENTIRE 2ND 
FLOOR, EAST WING

EMERGENCY 7/11/13 NNMC-10 1 HVAC

B4TVGJ TOILET OVERFLOWING, B-10 LOBBY MENS RESTROOM EMERGENCY 9/9/13 NNMC-10 1 PLUMBING

B4V44C -AH COLD CALL B-10 RM-WHOLE 7TH FLOOR EMERGENCY 9/14/13 NNMC-10 1 HVAC

B4V43B -AH HOT CALL B-10 RM-4295 EAST EMERGENCY 9/13/13 NNMC-10 1 HVAC

B4V43P -AH COLD CALL B-10 RM-3263 & NICU EMERGENCY 9/13/13 NNMC-10 1 HVAC

B4SNWP
TOO HOT IN BLDG 10, 5C, ENTIRE CENTER WING - 85 
DEGREES

EMERGENCY 8/22/13 NNMC-10 1 HVAC

B4VGDZ COLD CALL, B-10, WHOLE UNIT, 6WEST EMERGENCY 9/26/13 NNMC-10 1 HVAC

B4PNM9 HOT CALL - NICU - BLDG 10, 6W, RMS 6064, 6066, 6059 EMERGENCY 6/20/13 NNMC-10 1 HVAC

B4PX67
HOT CALL B-10 RM-7004 & 7005 7WEST PATIENT 
ROOMS

EMERGENCY 7/1/13 NNMC-10 1 HVAC
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B4RCGB HOT CALL B-10 4CENTER RM-4250 PATIENT ROOM EMERGENCY 7/9/13 NNMC-10 1 HVAC

B4RK6D
HOT CALL - WAY TOO HOT - BLDG 10, 3C, RM 3245 AND 
ENTIRE WING

EMERGENCY 7/19/13 NNMC-10 1 HVAC

B4RL79 TOO HOT - ALL NICU - BLDG 10, 4TH FLOOR EMERGENCY 7/23/13 NNMC-10 1 HVAC

B4RYCW
HOT CALL - TOO HOT IN PATIENT ROOM AND HALLWAY - 
BLDG 10, 3C, RM 3247

EMERGENCY 8/2/13 NNMC-10 1 HVAC

B4VN4N AH-HOT CALL B-10 RM-3251 EMERGENCY 10/3/13 NNMC-10 1 HVAC

B4VNK7
TOO WARM IN PATIENT ROOMS - ADJUST TO 68-70 
DEGREES - BLDG 10, 4W, RM 4031

EMERGENCY 10/4/13 NNMC-10 1 HVAC

B4VNSB
HOT CALL B-10 4CENTER AND EAST RM-4035 4041 
CENTER & 4073 EAST

EMERGENCY 10/4/13 NNMC-10 1 HVAC

B4W66Z AH-COLD CALL B-10 RM-5135 CENTER PATIENT ROOM EMERGENCY 10/4/13 NNMC-10 1 HVAC

B4W796 AH-COLD CALL B-10 RM-6050 WEST EMERGENCY 10/7/13 NNMC-10 1 HVAC

B4W6SN AIR HANDLERS 4 & 5 DOWN B-10 MECHANICAL ROOM EMERGENCY 10/8/13 NNMC-10 1 HVAC

B4W6ZT
HOT CALL - TOO HOT IN PATIENT ROOM - BLDG 10, 4E, 
RM 4054

EMERGENCY 10/8/13 NNMC-10 1 HVAC

B4WRVH TOO HOT IN PATIENT ROOM - BLDG 10, 4E, RM 4067 EMERGENCY 10/25/13 NNMC-10 1 HVAC

B4WSVZ
TOO COLD IN CANCER PATIENT ROOM - BLDG 10, 5W, 
RM 5177

EMERGENCY 10/30/13 NNMC-10 1 HVAC

B4X7ZV
PATIENT ROOM TOO HOT - PICU - BLDG 10, 3W, RM 
3506

EMERGENCY 11/7/13 NNMC-10 1 HVAC

B4XWGG HOT CALL - PATIENT ROOM - BLDG 10, 4W, RM 417 EMERGENCY 11/18/13 NNMC-10 1 HVAC
B4Y9YJ AH- COLD CALL B-10 RM-5042 EMERGENCY 11/23/13 NNMC-10 1 HVAC
B4YY9N AH- COLD CALL B-10 POD 8 EMERGENCY 12/6/13 NNMC-10 1 HVAC
B4YY9R AH- COLD CALL B-10 RM-3233 EMERGENCY 12/6/13 NNMC-10 1 HVAC
B4Z3DY AH- HOT CALL B-10 RM-4280 EMERGENCY 12/11/13 NNMC-10 1 HVAC

B4NYHD HOT CALL B-10 6WEST MICC OR RM-6042 EMERGENCY 6/12/13 NNMC-10 1 HVAC

B4RMGJ HOT CALL B-10 5EAST RM-5109 PATIENT ROOM EMERGENCY 7/24/13 NNMC-10 1 HVAC

B4S6HC HOT CALL B-10 RM-3221 3CENTER PATIENT IN ROOM EMERGENCY 8/6/13 NNMC-10 1 HVAC

B4S64G ALARM ON HI RETURN PRESSURE B-10 MECH ROOM EMERGENCY 8/6/13 NNMC-10 1 HVAC

B4SNRF PATIENT ROOM REALLY HOT B-10 5EAST RM-5010 EMERGENCY 8/22/13 NNMC-10 1 HVAC

B4SSSS NO AC - ENTIRE FLOOR - BLDG 10, 3C EMERGENCY 8/26/13 NNMC-10 1 HVAC

B4SXRF -AH HOT CALL B-10 RM-4043 CENTER EMERGENCY 8/30/13 NNMC-10 1 HVAC

B4TYF6
HOT CALL - TOO HOT IN PATIENT ROOM - MICC - BLDG 
10, 6E, RM 6008

EMERGENCY 9/11/13 NNMC-10 1 HVAC

B4V3MC HOT CALL B-10 MICC 6TH FLOOR RM-6008 EMERGENCY 9/16/13 NNMC-10 1 HVAC

B4VBLL HOT CALL B-10 RM-4262 4CENTER PATIENT ROOM EMERGENCY 9/19/13 NNMC-10 1 HVAC

B4VBNG HOT CALL B-10 RM-6165F & 6159 6WEST EMERGENCY 9/19/13 NNMC-10 1 HVAC
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B4VBNB
HOT CALL, B-10, 6CENTER, OR RM 1 & 2, LABOR AND 
DELIEVER

EMERGENCY 9/19/13 NNMC-10 1 HVAC

B4VBTW -AH HOT CALL B-10 RM-OR 1 EMERGENCY 9/18/13 NNMC-10 1 HVAC

B4VD7Y -AH COLD CALL B-10 WEST WING EMERGENCY 9/23/13 NNMC-10 1 HVAC

B4VD9G COLD CALL B-10 RM-3 WEST EMERGENCY 9/21/13 NNMC-10 1 HVAC

B4VDB9 -AH COLD CALL B-10 RM-3213 EMERGENCY 9/22/13 NNMC-10 1 HVAC

B4VD6J COLD CALL - B-10, RM-5153, 5CENTER EMERGENCY 9/23/13 NNMC-10 1 HVAC

B4VFJ7 -AH HOT CALL B-10 RM-5TH FLOOR EMERGENCY 9/23/13 NNMC-10 1 HVAC

B4VGSW TOO HOT IN ALL OF APU, BLDG 10, 3RD FLOOR EMERGENCY 9/27/13 NNMC-10 1 HVAC

B4VJ9K TOO HOT IN PATIENT ROOM – BLDG 10, 4C, RM 4033 EMERGENCY 10/1/13 NNMC-10 1 HVAC

B4VJ4G HOT CALL B-10 3WEST PEDIATRICS DEPT. EMERGENCY 9/30/13 NNMC-10 1 HVAC
B4WC93 COLD CALL B-10 3CENTER RM-3217, 3213, 3211 EMERGENCY 10/9/13 NNMC-10 1 HVAC

B4WCKT
TOO COLD - PATIENTS COMPLAINING - BLDG 10, 7W 
AND 7C, ENTIRE WINGS

EMERGENCY 10/10/13 NNMC-10 1 HVAC

B4WBZZ AH-COLD CALL B-10 RM-328 PATIENT ROOM EMERGENCY 10/9/13 NNMC-10 1 HVAC
B4WHPV AH-HOT CALL B-10 RM-6169 EMERGENCY 10/11/13 NNMC-10 1 HVAC

B4WDW4 -AH COLD CALL B-10 RM-6050 & 6053 EMERGENCY 10/15/13 NNMC-10 1 HVAC

B4WP66 AH- HOT CALL B-10 RM-5EAST WING EMERGENCY 10/17/13 NNMC-10 1 HVAC

B4WNHB DROP TEMPRETURE, B-10, MOHTER INFANT CARE OR 1 EMERGENCY 10/22/13 NNMC-10 1 HVAC

B4WP6R AH- COLD CALL B-10 RM-463, 466, 425 EMERGENCY 10/18/13 NNMC-10 1 HVAC
B4WS9K COLD CALL B-10 RM-7030 7CENTER EMERGENCY 10/29/13 NNMC-10 1 HVAC

B4XBBS
COLD CALL - OCCUPIED PATIENT ROOM - PATIENT 
COMPLAINING- BLDG 10, RM 7068

EMERGENCY 11/8/13 NNMC-10 1 HVAC

B4XWPG HOT CALL, B-10 RM-2120 IVS EMERGENCY 11/19/13 NNMC-10 1 HVAC
B4YB97 AH- COLD CALL B-10 RM-MULTIPLE ROOMS EMERGENCY 11/25/13 NNMC-10 1 HVAC
B4YTGK AH- TOO HOT IN PATIENT ROOM. B-10 RM-6024 EMERGENCY 12/5/13 NNMC-10 1 HVAC
B4YMG4 AH- TOO COLD IN PATIENT B-10 ROOM 6107 EMERGENCY 11/27/13 NNMC-10 1 HVAC

B2T4D8 HOT CALL B-10 5CENTER RM-5135 EMERGENCY 2/11/13 NNMC-10 1 HVAC

B2V9PX
COLD CALL B-10 7 NORTHEAST NEURO PSYCHOLOGY 
WARD

EMERGENCY 3/14/13 NNMC-10 1 HVAC

B2Y5YM COLD CALL - NICU - PATIENT ROOM - BLDG 10, RM 4107 EMERGENCY 4/30/13 NNMC-10 1 HVAC

B3267Z
COLD CALL - MED ICU - PATIENT ROOM - BLDG 10, RM 
4165

EMERGENCY 5/15/13 NNMC-10 1 HVAC

B32732 HOT CALL B-10 7WEST PATIENT ROOMS EMERGENCY 5/16/13 NNMC-10 1 HVAC

B327DX COLD CALL B-10 3WEST RM-3149 EMERGENCY 5/17/13 NNMC-10 1 HVAC

B326Y2 HOT CALL B-10 RM-3137 3WEST PATIENT ROOM EMERGENCY 5/16/13 NNMC-10 1 HVAC
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B4MS6Z HOT CALL B-10 4EAST RM-4069 EMERGENCY 5/21/13 NNMC-10 1 HVAC

B4V3LD
EXHAUST SMELL COMING FROM VENTS B-10 RM-4047 
& 4256

EMERGENCY 9/16/13 NNMC-10 1 HVAC

B4YB7Z AH- GAS SMELL B-10 RM-4256 EMERGENCY 11/22/13 NNMC-10 1 HVAC

B4Y9LP
WATER LEAK FROM WALL - WALL BULGING - NURSING 
ADMIN - BLDG 10, RM 1007

EMERGENCY 11/27/13 NNMC-10 1 STRUCTURAL

B4WCDZ
NO HOT WATER - ALL IN-PATIENT SURGICAL - BLDG 10, 
4W

EMERGENCY 10/10/13 NNMC-10 1 PLUMBING

B4WNGZ
RESECURE EXIT SIGN - HANGING FROM LIVE WIRE - 
BLDG 10, RM 5003

EMERGENCY 10/22/13 NNMC-10 1 ELECTRICAL

B4SHCW -AH WATER LEAKING FROM CEILING B-10 RM-1861 EMERGENCY 8/14/13 NNMC-10 1

B4SKJ6 -AH AHU ALARM B-10 AHU #3 EMERGENCY 8/15/13 NNMC-10 1

B4PNLG -AH COLD IN PATIENT ROOM B-10 RM 6CTR 6024 EMERGENCY 6/19/13 NNMC-10 1

B4PSD4 CELING LEAK, BLDG 10, LOBBY EMERGENCY 6/26/13 NNMC-10 1

B4RSDY -AH CEILING FELL DOWN B-10 RM-HALLWAY NEAR ICU EMERGENCY 7/28/13 NNMC-10 1

B4WTRK AH- LEAK B-10 RM-5101 EMERGENCY 10/25/13 NNMC-10 1

B4WZY7
FIRE CHIEF REQUESTS ELECTRICIAN - BLDG 10, 5W, RM 
17

EMERGENCY 11/5/13 NNMC-10 1 ELECTRICAL

B4Z3BY AH- COLD CALL B-10 RM-6018 CENTER EMERGENCY 12/12/13 NNMC-10 1

B4PBS4 CEILING LEAK B-10 PENTHOUSE FLOOR 8N EMERGENCY 6/17/13 NNMC-10 1

B4RDPD Severe Sink leak, Bldg 10 Rm 7134, 7E EMERGENCY 7/12/13 NNMC-10 1 PLUMBING

B4RDMV
-AH ACTIVE LEAK- PIPE MIGHT HAVE BUSTED LEAKING 
DOWN TO 4 CTR

EMERGENCY 7/11/13 NNMC-10 1

B4RJ9L -AH SHOWER HEAD LEAK B-10 RM-5149 CENTER EMERGENCY 7/16/13 NNMC-10 1

B4RJY3 Upper Level Domestic Hot Water Too Hot, Bldg 10 EMERGENCY 7/19/13 NNMC-10 1

B4RRCX Repair Lock, Bldg 10,  Rm 7104 EMERGENCY 7/26/13 NNMC-10 1

B4RSPM -AH COLD CALL B-10 RM-5127 EMERGENCY 7/29/13 NNMC-10 1

B4RV7Z -AH COLD CALL B-10 RM-WEST WING FLOOR N/A EMERGENCY 7/30/13 NNMC-10 1

B4SFX7 -AH CEILING LEAK IN THE TRASH ROOM B-10 RM-4153 EMERGENCY 8/10/13 NNMC-10 1

B4SVSC -AH HOT CALL B-10 4TH AND 5TH FLOOR EMERGENCY 8/26/13 NNMC-10 1

B4VJ3H -AH CALL BELL SYSTEM DOWN B-10 RM-CENTER EMERGENCY 9/27/13 NNMC-10 1 ELECTRICAL

B4VJJ4
RED OUTLET NOT WORKING - PATIENT ROOM - BLDG 
10, 3W, RM 3177

EMERGENCY 10/2/13 NNMC-10 1 ELECTRICAL

B4WCBJ COLD CALL, B-10, 5WEST, WHOLE UNIT EMERGENCY 10/9/13 NNMC-10 1
B4WHPP AH- WATER LEAK B-10 HALLWAY 6WEST EMERGENCY 10/11/13 NNMC-10 1 PLUMBING
B4WV74 AH- HOT CALL B-10 RM-3239 EMERGENCY 10/28/13 NNMC-10 1
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B4XVXZ RTU-3 HEATING MODE NOT WORKING, BLDG 10A EMERGENCY 11/15/13 NNMC-10 1 HVAC
B4XVXP FLOOD, BLDG 10, 5W HEM/ONC EMERGENCY 11/15/13 NNMC-10 1 PLUMBING

B4Y4MB
NO WATER PRESSURE, BLDG 10, MICU, RM 421 INSIDE 
4165

EMERGENCY 11/25/13 NNMC-10 1 PLUMBING

B4Y4MM COLD CALL, BLDG 10, 1ST FLR, RMS 1100 AND 1115 EMERGENCY 11/25/13 NNMC-10 1 HVAC

B2V5DH CEILING LEAK B-10 6EAST RM-6008 EMERGENCY 3/11/13 NNMC-10 1

B2W64W
AH - TOILET BACKING UP IN PATIENTS ROOM.- NNMC-
10 RM 5050 CENTER

EMERGENCY 3/29/13 NNMC-10 1 PLUMBING

B2XX4Z -AH HOT CALL B-10 RM-4286E EMERGENCY 4/17/13 NNMC-10 1

B2YRCT -AH HOT CALL B-10 RM-5133 CENTER EMERGENCY 5/7/13 NNMC-10 1

B2YR8M -AH DOOR LOCKED B-10 RM-6161 EMERGENCY 5/7/13 NNMC-10 1

B2ZBN9 NEGATIVE PRESSURE, B-10, RM-4295- 4EAST EMERGENCY 5/10/13 NNMC-10 1

B2ZDCV
POWER OUTAGE - NO LIGHTS, NO COMPUTERS - BLDG 
10, 1005C, 1005A

EMERGENCY 5/14/13 NNMC-10 1 ELECTRICAL

B4MRDK
OUTLET HAVE LIVE WIRES HANGING OUT, B-1- 
HALLWAY NEAR ROOM 7011- 7WEST

EMERGENCY 5/20/13 NNMC-10 1 ELECTRICAL

B4MVVG -AH PATIENT ROOM TOO HOT B-10 RM-6024 CENTER EMERGENCY 5/22/13 NNMC-10 1

B4MXSR
ACTIVE CEILING LEAK - REPAIR SOURCE - REPLACE TILES - 
BLDG 10, NICU, 6156

EMERGENCY 5/24/13 NNMC-10 1 REPAIR

B4MZ6F OVERFLOWING TOILET - BLDG 10, RM 5137 EMERGENCY 5/28/13 NNMC-10 1 PLUMBING

B4NHTR -AH HOT CALL B-10 RM-3223 CENTER EMERGENCY 5/29/13 NNMC-10 1

B4NX96 AH-TOILET OVERFLOWING, NNMC-19, RM 5414 EMERGENCY 6/10/13 NNMC-10 1 PLUMBING

B4PMDR -AH HOT CALL B-10 ALL 5EAST & 7EAST EMERGENCY 6/15/13 NNMC-10 1

B4YVXW ACTIVE CEILING LEAK B-100 RM-103 EMERGENCY 12/9/13 NNMC-100 1 STRUCTURAL
B4WBPG OVERFLOWING TOILET, B-100. RM-103 MRI EMERGENCY 10/9/13 NNMC-100 1 PLUMBING
B4W6DJ HOT CALL B-100 RM-103 EMERGENCY 10/7/13 NNMC-100 1 HVAC

B4VG9X -AH WATER TOO HOT B-100 RM-116 EMERGENCY 9/24/13 NNMC-100 1 PLUMBING

B4SKJD -AH TRIPPED BREAKER B-100 EMERGENCY 8/15/13 NNMC-100 1

B4SNKH FLOOD ALARM SOUNDING B-17 4TH FLOOR RM-4029 EMERGENCY 8/22/13 NNMC-17 1 ELECTRICAL

B4VDFB
Unknown alarm sounding from mechanical room on the 
fourth floor, building 17B

EMERGENCY 9/23/13 NNMC-17 1 ELECTRICAL

B4SPLZ
Ceiling leak in the lab (room 4051-Joint Pathology Lab) - 
BLDG 17A

EMERGENCY 8/23/13 NNMC-17 1 STRUCTURAL

B4TY3T ACTIVE CEILING LEAK - BLDG 17, GYM EMERGENCY 9/11/13 NNMC-17 1 STRUCTURAL

B4YN7G ACTIVE CEILING LEAK - BLDG 17B, RM 3374 EMERGENCY 12/4/13 NNMC-17 1 STRUCTURAL

B4WKHY
SHOWER CONSTANTLY RUNNING KNOB KEEPS TURNING 
B-17 WOMENS LOCKEROOM 1ST FLOOR

EMERGENCY 10/17/13 NNMC-17 1 PLUMBING
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B4TWXF NO POWER, B-17, RMS- 2003 & 2053 EMERGENCY 9/10/13 NNMC-17 1 ELECTRICAL

B4YZKG
NO HOT WATER, B-17, FITNESS CENTER MENS & 
WOMEN LOCKER ROOM

EMERGENCY 12/12/13 NNMC-17 1 PLUMBING

B4YZ67
TOILET OVERFLOWING - MENS RESTROOM - BLDG 17B, 
2ND FLOOR

EMERGENCY 12/11/13 NNMC-17 1 PLUMBING

B4RSJW
Non Potable Water Leak - BLDG 17, B140 / Mechanical 
Room

EMERGENCY 7/30/13 NNMC-17 1 PLUMBING

B4WKYM AH-WATER LEAK B-17 RM-GYM EMERGENCY 10/13/13 NNMC-17 1 PLUMBING

B4TRS4 POOL WATER IS 85 DEGREES B-17 FITNESS CENTER EMERGENCY 9/4/13 NNMC-17 1 PLUMBING

B4SKTX CEILING LEAK, BLDG 17, MWR GYM, FRONT DESK EMERGENCY 8/16/13 NNMC-17 1

B4RDTY ROOF LEAKING, BLDG 17, MWR GYM EMERGENCY 7/12/13 NNMC-17 1 STRUCTURAL

B4RL6K UPS ALARM B-19 RM-3317 EMERGENCY 7/23/13 NNMC-19 1 ELECTRICAL

B4P9RV CEILING LEAK B-19 RM-3534 CLEAN ROOM INSIDE 3521 EMERGENCY 6/13/13 NNMC-19 1 STRUCTURAL

B4WCTZ ACTIVE CEILING LEAK – BLDG 19, RM 5603 EMERGENCY 10/10/13 NNMC-19 1 STRUCTURAL

B4RVJ7
FRONT VESTIBULE DOOR STUCK B-19 MAIN ENTRANCE 
1ST FLOOR

EMERGENCY 8/1/13 NNMC-19 1 STRUCTURAL

B4SRVL
HIGH DISCHARGE AIR PRESSURE DUCT - ALARM - BLDG 
19, BASEMENT, MEC, AHU-6

EMERGENCY 8/26/13 NNMC-19 1 HVAC

B4SK37 ICE MACHINE ACTIVELY LEAKING B-19 RM-3472 EMERGENCY 8/15/13 NNMC-19 1 PLUMBING

B4W79P GENERATORS 1 AND 2 NON FUNCTIONAL, B-19 & 63 EMERGENCY 10/8/13 NNMC-19 1 ELECTRICAL

B4RHBV ACTIVE LEAK FLOODING ON FLOOR B-19 RM-4512 EMERGENCY 7/17/13 NNMC-19 1 PLUMBING

B4VJLH LIGHTS BLACK OUT, B-19 3RD FL. RM-3549 EMERGENCY 10/2/13 NNMC-19 1 ELECTRICAL
B4WP9J AH- RESTROOM FLOODING B-19 RM-1008 EMERGENCY 10/18/13 NNMC-19 1 PLUMBING

B2T78N ACTIVE CEILING LEAK, NNMC-19, RM 3554 EMERGENCY 2/12/13 NNMC-19 3 PLUMBING

B4V9ZR
FLOODING TOILET - BLDG 19, 1ST FLOOR, LADIES 
RESTROOM, HALLWAY LEADING TO MAINSTREET - 
FLOODING INTO HALL

EMERGENCY 9/18/13 NNMC-19 1 PLUMBING

B4WL6H
LEAKING URINAL - FLOODING - BLDG 19, 1ST FLOOR 
MENS RESTROOM - NEAR COFFEE SHOP

EMERGENCY 10/18/13 NNMC-19 1 PLUMBING

B4WNKC
3 OF 3 URINALS CLOGGED - FLOODING - PROBLEMATIC 
RESTROOM - BLDG 19, RM 1008

EMERGENCY 10/22/13 NNMC-19 1 PLUMBING

B4TRHH ACTIVE LEAK B-19 RM-M&G COFFEE SHOP 1ST FLOOR EMERGENCY 9/4/13 NNMC-19 1 PLUMBING

B4Y9F9
OUTLETS NOT WORKING - COMPUTERS DOWN - FRONT 
DESK - CAN'T PROCESS PATIENTS IN OR OUT - 
PEDIATRICS - BLDG 19, 4426

EMERGENCY 11/26/13 NNMC-19 1 ELECTRICAL

B4W6FG AH-NO POWER B-19 RM-WHOLE BUILDING EMERGENCY 10/7/13 NNMC-19 1 ELECTRICAL

B4SNMG HOT CALL MRI CHILLER B-19 RM-B041 EMERGENCY 8/22/13 NNMC-19 1 HVAC

B4Y9T7 WALL LEAK B-19 RM-5617 EMERGENCY 11/27/13 NNMC-19 1 STRUCTURAL
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B4V3SH -AH LEAK IN BASEMENT B-19 EMERGENCY 9/12/13 NNMC-19 1

B4PNVX
LIFT GATE FALLING OFF - PHARMACY - WINDOW 3 - 
BLDG 19, RM 1201 SAFETY ISSUE

EMERGENCY 6/21/13 NNMC-19 1 STRUCTURAL

B4SVJZ -AH POWER OUT B-19 RM-WHOLE BUILDING EMERGENCY 8/25/13 NNMC-19 1

B4R6P9 -AH NO POWER IN ENTIRE BUILDING B-19 EMERGENCY 7/3/13 NNMC-19 1

B4SSRB
SCANNER RUNNING ON CITY WATER - SHOULD BE NON-
CITY WATER - BLDG 19, RM B041, ALARMING IN B043

EMERGENCY 8/26/13 NNMC-19 1 PLUMBING

B4SVT3 -AH NO PRESSURE B-19 RM-35,453,510 EMERGENCY 8/26/13 NNMC-19 1

B4SVS6 -AH HOT CALL B-19 WHOLE BUILDING EMERGENCY 8/27/13 NNMC-19 1

B4Y9FV
POWER OUTAGE, BLDG 19, INTERNAL MEDICINE, 2ND 
FLR, RMS 2500, 2509

EMERGENCY 11/26/13 NNMC-19 1 ELECTRICAL

B4YMFN AH- ELECTRICAL BURNING SMELL B-19 PHARMACY EMERGENCY 12/1/13 NNMC-19 1 ELECTRICAL

B2ZD9V SUMP PUMP ALARM B-19 RM-B034 EMERGENCY 5/14/13 NNMC-19 1 PLUMBING

B3269C
BLACK OUT B-19 RM-BREAST CLINIC RM-3339 3RD 
FLOOR

EMERGENCY 5/15/13 NNMC-19 1 ELECTRICAL

B327HR -AH WATER FLOOD B-19 RM-1008 EMERGENCY 5/16/13 NNMC-19 1

B327HT -AH TOILET CLOGGED B-9A RM-322 EMERGENCY 5/16/13 NNMC-19 1

B4MR9M
WATER FOUNTAIN OVERFLOWING, B-19, 6TH FL. NEAR 
SERVICE ELEVATOR

EMERGENCY 5/20/13 NNMC-19 1 PLUMBING

B4MRWC OVERFLOWING URINAL, B-19, RM-1008 EMERGENCY 5/21/13 NNMC-19 1 PLUMBING

B4MRGM OVERFLOWING TOILET - BLDG 19 - MENS RESTROOM EMERGENCY 5/20/13 NNMC-19 1 PLUMBING

B4MVYY
LEAK B-9 RM-HALLWAY BY RM-1838 AND 2ND FLOOR 
HALLWAY RM-2735 & RM-1061

EMERGENCY 5/23/13 NNMC-19 1 REPAIR

B4PHY4 UPS ALARM B-19 MRI STE. BREAST CARE RM-3317 EMERGENCY 6/19/13 NNMC-19 1 ELECTRICAL

B4SLYP UPS ALARMING - BLDG 2, RM 2152 EMERGENCY 8/20/13 NNMC-2 1 ELECTRICAL

B4RDBJ
UPS IN ALARM FOR BASE TELECOMMUNICATIONS - 
BLDG 2, RM 2152

EMERGENCY 7/11/13 NNMC-2 1 ELECTRICAL

B4RTZ4 UPS SYSTEM ALARM - BLDG 2, RM 2152 EMERGENCY 7/31/13 NNMC-2 1 ELECTRICAL

B4V3ZB UPS IN ALARM - BLDG 2, RM 2152 EMERGENCY 9/17/13 NNMC-2 1 ELECTRICAL

B4VGPC UPS SHOWING IN ALARM - BLDG 2, RM 2152 EMERGENCY 9/26/13 NNMC-2 1 ELECTRICAL

B4N677
UPS IS IN HIGH ALARM FOR TELEPHONE SWITCH - BLDG 
2, RM 2152

EMERGENCY 5/29/13 NNMC-2 1 ELECTRICAL

B4WPDH CEILING LEAK B-2 4TH FLOOR HALLWAYS EMERGENCY 10/23/13 NNMC-2 1 STRUCTURAL

B4PS6F ACTIVE CEILING LEAK - BLDG 2, RM 1444 EMERGENCY 6/26/13 NNMC-2 1 STRUCTURAL

B4WL4S
ACTIVE CEILING LEAK B-2 4TH FLOOR BETWEEN BLDG 3 
& 5

EMERGENCY 10/18/13 NNMC-2 1 STRUCTURAL
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B4SKGD
FLOOR DRAIN OVERFLOWING B-2 MAINSTREET CAFE 
KITCHEN

EMERGENCY 8/15/13 NNMC-2 1 PLUMBING

B4Y9BD
CLOGGED DRAIN - BACKING UP - FOOD AREA - BLDG 2, 
MAINSTREET CAFE

EMERGENCY 11/26/13 NNMC-2 1 PLUMBING

B4ST9N
OVERFLOWING TOILET, B-2 WOMANS RESTROOM MAIN 
STREET

EMERGENCY 8/27/13 NNMC-2 1 PLUMBING

B2XT26 MENS RESTROOM FLOODED B-2 RM-MAINSTREET CAFE EMERGENCY 4/15/13 NNMC-2 1 PLUMBING

B4SL43
ACTIVE FLOODING IN BLDG 2 MAINSTREET MENS ROOM 
- 2 LEFT HAND TOILETS

EMERGENCY 8/16/13 NNMC-2 1 PLUMBING

B4PHXT FLOOD B-2 RM-2305 EMERGENCY 6/19/13 NNMC-2 1 PLUMBING

B4Y4LZ COLD CALL, PAIN CLINIC - BLDG 2, RMS 3270 AND 3274 EMERGENCY 11/25/13 NNMC-2 1 HVAC

B4VB9N
1 OF 2 AC BACKUPS NOT WORKING - CHANCE OF MAJOR 
COMMUNICATIONS DAMAGE - BLDG 2, RM 2152

EMERGENCY 9/18/13 NNMC-2 1 HVAC

B4SL44 HOT CALL, BLDG 2, SUBWAY EMERGENCY 8/16/13 NNMC-2 1 HVAC

B4SB6P
NO AC IN DUNKIN DONUTS AND POST OFFICE - HEAT IS 
ON - BLDG 2

EMERGENCY 8/9/13 NNMC-2 1

B4Z3T6 AH- URINAL OVERFLOW B-2 RM-MAIN STREET EMERGENCY 12/12/13 NNMC-2 1 PLUMBING

B4PGBY
RAW SEWAGE FROM DRAIN - BLDG 2, MAIN STREET 
CAFE

EMERGENCY 6/17/13 NNMC-2 1 PLUMBING

B4SGJW -AH DOOR ALARM B-2 RM-N/A EMERGENCY 8/13/13 NNMC-2 1

B2XZVC -AH HOT WATER HEATER B-2 RM-B-22 EMERGENCY 4/24/13 NNMC-2 1

B4MRD9
TOILET OVERFLOWING, B-2, WOMENS RESTROOM, 
MAINSTREET HALLWAY

EMERGENCY 5/20/13 NNMC-2 1

B2XXX6 COLD CALL-NNMC-241, WHOLE BUILDING EMERGENCY 4/22/13 NNMC-241 1 HVAC

B4SLNH
SHUTTER ALARM SOUNDING - BLDG 3, RM 1044 (INSIDE 
1051)

EMERGENCY 8/19/13 NNMC-3 1 ELECTRICAL

B4SNPG SHUTTER ALARM SOUNDING - BLDG 3, RM 1042 EMERGENCY 8/22/13 NNMC-3 1 ELECTRICAL

B4WPCW URINAL OVERFLOWING B-3 RM-1052 EMERGENCY 10/23/13 NNMC-3 1 PLUMBING

B4WPB6 PIPE BURST,  B-3, RM 1052 MENS RESTROOM EMERGENCY 10/23/13 NNMC-3 1 PLUMBING

B4SNPD
SHUTTER ALARM SOUNDING - BLDG 3, RM 1044 (INSIDE 
1051)

EMERGENCY 8/22/13 NNMC-3 1

B4SVPS AH - HVAC ASSISTANCE B-3 RM-N/A EMERGENCY 8/26/13 NNMC-3 1

B4SPLC
LIGHTS OUT - LAUNDRY ROOM - TOTALLY DARK - 
HANDICAP AREA - BLDG 4, RM 1357

EMERGENCY 8/23/13 NNMC-4 1 ELECTRICAL

B4SGHP -AH EXIT DOOR ALARM B-4 RM-1356C EMERGENCY 8/12/13 NNMC-4 1

B4SLFD ALARM GOING OFF B-5 RM-1022 EMERGENCY 8/19/13 NNMC-5 1 ELECTRICAL

B4W7C7 ACTIVE CEILING LEAK - BLDG 5, RM 1022 EMERGENCY 10/8/13 NNMC-5 1 STRUCTURAL

B4WCLJ
TOO COLD - REDUCE AIRFLOW - BLDG 5, ENTIRE 3RD & 
4TH FLOORS

EMERGENCY 10/10/13 NNMC-5 1 HVAC
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B4SVRR AH - ALARM GOING OFF B-3/5 RM-ENTIRE BUILDING EMERGENCY 8/26/13 NNMC-5 1

B4Y4P6
COLD CALL, BLDG 5, HOSPITAL EDUCATION, 3RD AND 
4TH FLR

EMERGENCY 11/25/13 NNMC-5 1 HVAC

B4VN4T AH-ALARM SOUNDING B-54 RM-COMM CENTER EMERGENCY 10/3/13 NNMC-54 1 ELECTRICAL

B4PX3G STRUCTURAL DAMAGE - BLDG 54, 2ND FLOOR EMERGENCY 7/1/13 NNMC-54 1 STRUCTURAL

B4RTWV STEAM LEAK - BLDG 54, RM A101 EMERGENCY 7/31/13 NNMC-54 1 PLUMBING

B4Y44B
SECURE ELECTRICAL BOXES, SAFETY HAZARD, BLDG 54, 
LOADING DOCK

EMERGENCY 11/22/13 NNMC-54 1 ELECTRICAL

B4TTDD
CLOGGED TOILET B-55 RM-C03 ACCESSED THROUGH 
C02

EMERGENCY 9/6/13 NNMC-55 1 PLUMBING

B4XXD7 LIGHTS OUT, B-55, GARAGE ENTRANCE AND 2ND LEVEL EMERGENCY 11/20/13 NNMC-55 1 ELECTRICAL

B4NLJS SIGNIFICANT LEAK  B-55 MECH ROOM B03 EMERGENCY 6/5/13 NNMC-55 1 HVAC

B4TSDG
RUNNING / OVERFLOWING TOILET B-55 RM-C04 INSIDE 
C02

EMERGENCY 9/5/13 NNMC-55 1 PLUMBING

B4VCGK
WATER SUPPLY CONNECTOR LEAKING WATER ON THE 
TRASH COMPACTOR AREA ON THE WALL - BLDG 55, 
LOADING DOCK

EMERGENCY 9/20/13 NNMC-55 1 PLUMBING

B4Y4GB COLD CALL, BLDG 55, RM C02, BASEMENT EMERGENCY 11/25/13 NNMC-55 1 HVAC
B4Y4GT COLD CALL, BLDG 9, 3RD FLR, APU, ENTIRE CLINIC EMERGENCY 11/25/13 NNMC-55 1 HVAC

B4PG7G
LEAKING TOILET - WATER CREEPING TO OFFICE - 
MOTOR POOL - BLDG 55, RM C02

EMERGENCY 6/17/13 NNMC-55 1 PLUMBING

B4SKSN COLD CALL, BLDG 6, OPTHALMOLOGY CLINIC, RM 1369 EMERGENCY 8/16/13 NNMC-6 1 HVAC

B4S7B4 AH-COOLING TOWER OVERFLOWING-NNMC-63 EMERGENCY 8/6/13 NNMC-63 1 PLUMBING

B4PR3R BLACK OUT B-63 FLOORS 1, 2, 3, &7 EMERGENCY 6/24/13 NNMC-63 1 ELECTRICAL

B4W4WZ NO POWER- B-63, THE WHOLE BUILDING EMERGENCY 10/7/13 NNMC-63 1 ELECTRICAL

B4RLVM
Cooling Tower at Building 63 is overflowing this morning 
- Building 63 Cooling Tower

EMERGENCY 7/24/13 NNMC-63 1 PLUMBING

B4SXK4 -AH PIPES FELL DOWN B-63 LOWER LEVEL EMERGENCY 8/28/13 NNMC-63 1

B4PNXL -AH NO LIGHTS B-63 1ST FLOOR EMERGENCY 6/20/13 NNMC-63 1

B4X7ZL AH-ENTIRE BUILDING - POWER OUTAGE. nnmc-63 EMERGENCY 11/6/13 NNMC-63 1

B4YBB9
AH-SPRINKLER LEAK B-63 RM-AMERICA GARAGE AT 
ENTERANCE

EMERGENCY 11/26/13 NNMC-63 1 PLUMBING

B4PLPF
REPLACE RUPTURED & ALL HEATER HOSES ON 
GENERATOR #2 -BLDG 63, AMERICA GARAGE, 
GENERATOR ROOM #2

EMERGENCY 6/19/13 NNMC-63 1 ELECTRICAL

B4PWK6 ACTIVE CEILING LEAK - BLDG 7, HALLWAY, NEAR 6326 EMERGENCY 7/1/13 NNMC-7 1 STRUCTURAL

B4WV4V AH - LEAK B-7 RM-1522 EMERGENCY 10/28/13 NNMC-7 1 STRUCTURAL

B4VGXD
LEAKING TOILET - CONSTANT DRIP - PUDDLING ON 
FLOOR - LADIES LOCKER ROOM -  BLDG 7, RM 1442 (GO 
THOUGH 1439)

EMERGENCY 9/27/13 NNMC-7 1 PLUMBING
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B4SFNN SEWAGE LEAK B-7 CRAWL SPACE EMERGENCY 8/12/13 NNMC-7 1 PLUMBING

B4VDYM
NO POWER - LIGHTS AND OUTLETS - SOCIAL WORK 
DEPT - BLDG 7, RM 6338

EMERGENCY 9/24/13 NNMC-7 1 ELECTRICAL

B4YTGW AH- TOO HOT IN DISEASE CLINIC B-7 RM-CLINIC EMERGENCY 12/4/13 NNMC-7 1 HVAC

B4PXKK -AH CEILING LEAK B-7 RM-6337 EMERGENCY 7/2/13 NNMC-7 1

B4RH3B -AH POC SMELLS BURNING FROM VENTS. B-7 EMERGENCY 7/16/13 NNMC-7 1

B4RGXB -AH URINAL OVERFLOWING B-7 RM-2305 EMERGENCY 7/16/13 NNMC-7 1

B4WPPY FALL HAZZARD BEHIND B-7 EMERGENCY 10/24/13 NNMC-7 1 STRUCTURAL
B4Y4SL COLD CALL, BLDG 7, EXECUTIVE MEDICINE, 1ST FLR EMERGENCY 11/25/13 NNMC-7 1 HVAC

B4RK6H HOT CALL, BLDG 7, RMS 3119 AND 3117 EMERGENCY 7/19/13 NNMC-7 5 HVAC

B4SGJZ -AH BROKEN GLASS B-7 RM-N/A EMERGENCY 8/13/13 NNMC-7 1

B2YB8M
POWER OUTAGE - LIGHTS & OUTLETS - BLDG 7, RM 
5332, 5328

EMERGENCY 5/6/13 NNMC-7 1 ELECTRICAL

B3273Y URINAL SPRAYING / LEAK B-7 MENS ROOM RM-1412 EMERGENCY 5/16/13 NNMC-7 1

B4RD7C ACTIVE CEILING LEAK B-8 RM-6102 EMERGENCY 7/11/13 NNMC-8 1 STRUCTURAL

B4RDP7
ACTIVE CEILING LEAK - ONGOING ISSUE - BLDG 8, RM 
1722

EMERGENCY 7/12/13 NNMC-8 1 STRUCTURAL

B4WCJB ACTIVE CEILING LEAK - BLDG 8, RM 6124 EMERGENCY 10/10/13 NNMC-8 1 STRUCTURAL

B2Y699
LEAK FROM CEILING LIGHT - REFRACTIVE SURGERY - 
PUDDLING ON FLOOR - STEADY DRIP - BLDG 8, OUTSIDE 
RM 1722

EMERGENCY 5/1/13 NNMC-8 1 STRUCTURAL

B4VJNF
AH-OVERFLOWING TOILET - OPTHALMOLOGY CLINIC - 
MENS RESTROOM - BLDG 8, RM 1230

EMERGENCY 10/1/13 NNMC-8 1 PLUMBING

B4SXL7 -AH CEILING LEAK B-8 RM-6124 EMERGENCY 8/28/13 NNMC-8 1 STRUCTURAL

B4W67D CEILING LEAK, B-8, RM-6108 EMERGENCY 10/7/13 NNMC-8 1 PLUMBING

B4TSF6 NO AIR MOVEMENT - BLDG 8, PENTHOUSE EMERGENCY 9/5/13 NNMC-8 1 HVAC

B4TWCG HOT CALL B-8 RM-MEDICAL READINESS 2220 EMERGENCY 9/10/13 NNMC-8 1 HVAC

B4WNVN
RESTORE OPERATION TO AIR HANDLER B-8 RM-1770 & 
1773

EMERGENCY 10/23/13 NNMC-8 1 HVAC

B4XWY3 HOT CALL, B-8, RM-1400 EMERGENCY 11/19/13 NNMC-8 1 HVAC

B4RFTX HOT CALL ALL OF B-8 EMERGENCY 7/15/13 NNMC-8 1

B4Y4HB
COLD CALL, BLDG 8, OPTOMETRY, ENTIRE CLINIC, 1ST 
FLR

EMERGENCY 11/25/13 NNMC-8 1 HVAC

B4PRD9 ACTIVE LEAK & FLOODING B-8 RM-1722 EMERGENCY 6/25/13 NNMC-8 1 PLUMBING

B2V9JN HUMIDIFIER NOT WORKING B-8 RM-1770 & 1773 EMERGENCY 3/14/13 NNMC-8 1

B327C9 CEILING LEAK B-8 RM-FRONT OF 6119 EMERGENCY 5/17/13 NNMC-8 1 REPAIR
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B4PTXX
NEGATIVE AIR PRESSURE ALARM SOUNDING - BLDG 9, 
RM 0748

EMERGENCY 6/28/13 NNMC-9 1 HVAC

B4SFVH ALARM SOUNDING B-9 RM-0745 EMERGENCY 8/12/13 NNMC-9 1 ELECTRICAL

B4VC67
COLD CALL - TOO COLD - TEMP ALARMS SOUNDING - 
LAB - BLDG 9, RM 0745

EMERGENCY 9/20/13 NNMC-9 1 ELECTRICAL

B4WVNW AH- ALARM BY GALLEY B-9 RM-GALLEY EMERGENCY 11/1/13 NNMC-9 1 ELECTRICAL

B4YB7K AHU ALARM GOING OFF B-9 WEST ROOM MECH. ROOM EMERGENCY 12/2/13 NNMC-9 1 HVAC

B4SH6F
PART OF CEILING FELL DOWN B-9 2ND FLOOR WEST 
ELEVATOR 1

EMERGENCY 8/14/13 NNMC-9 1 STRUCTURAL

B4V43T -AH LEAK B-9 RM-3114 EMERGENCY 9/16/13 NNMC-9 1 STRUCTURAL

B4TRSG ACTIVE CEILING LEAK - LABORATORY - BLDG 9, RM 0760 EMERGENCY 9/4/13 NNMC-9 1 STRUCTURAL

B4S4H7 ACTIVE LEAK B-9 RM-2362 GYN CLINIC EMERGENCY 8/5/13 NNMC-9 1 STRUCTURAL

B4W6FC AH-ACTIVE CEILING LEAK B-9 RM-3123 EMERGENCY 10/6/13 NNMC-9 1 STRUCTURAL
B4WDZX ACTIVE CEILING LEAK B-9 RM-0353 MECH ROOM EMERGENCY 10/15/13 NNMC-9 1 STRUCTURAL
B4YXGG AH- LEAK B-9A RM-3220 EMERGENCY 12/5/13 NNMC-9 1 STRUCTURAL

B4RDV3
ACTIVE CEILING LEAK - BLDG 9, 2ND FLOOR HALLWAY, 
NEAR RM 2801 & 2802

EMERGENCY 7/12/13 NNMC-9 1 STRUCTURAL

B4SPK9 ACTIVE CEILING LEAK B-9 RM-0330 GALLEY AREA EMERGENCY 8/23/13 NNMC-9 1 STRUCTURAL

B4VCDY -AH WATER LEAK B-9 RM-PULMINARY CLINIC EMERGENCY 9/20/13 NNMC-9 1 STRUCTURAL

B4VD7R -AH SEVERE WATER LEAK B-9 EAST WING EMERGENCY 9/23/13 NNMC-9 1 STRUCTURAL

B4VDDB
2 ACTIVE CEILING LEAKS - STERILE PROCESSING - BLDG 
9, RM 0206

EMERGENCY 9/23/13 NNMC-9 1 STRUCTURAL

B4VGWR ACTIVE CEILING LEAK - BLDG 9, RM 2557 EMERGENCY 9/27/13 NNMC-9 1 STRUCTURAL

B4WCJS
ACTIVE LEAK COMING FROM TOP OF DOOR - BLDG 9, 
STAIRWELL 1B

EMERGENCY 10/10/13 NNMC-9 1 STRUCTURAL

B4WTV4 CEILING LEAK - APU PRE-SCREEN - BLDG 9, RM 3537 EMERGENCY 10/31/13 NNMC-9 1 STRUCTURAL

B4XW4M
AHU 57 DOWN - STATIC PRESSURE ALARM SOUNDING - 
BLDG 9, WEST ROOF MER

EMERGENCY 11/18/13 NNMC-9 1 HVAC

B4TPDR
FIRE DOOR GETTING STUCK, B-9, CLOSE TO RM 3271, 3 
WEST

EMERGENCY 9/3/13 NNMC-9 1 STRUCTURAL

B4VCFB
CANNOT GAIN ACCESS TO SPECIMEN ROOM B-9 RM-
0751

EMERGENCY 9/20/13 NNMC-9 1 STRUCTURAL

B4VFH6 -AH FLOOD IN GENERAL SURGERY B-9 1ST FLOOR EMERGENCY 9/23/13 NNMC-9 1 PLUMBING

B4WHWX
DRAIN BACKING UP - FLOODING KITCHEN - BLDG 9 
GALLEY

EMERGENCY 10/16/13 NNMC-9 1 PLUMBING

B4SNPN EXHAUST SYSTEM, B-9, ROOF EMERGENCY 8/22/13 NNMC-9 1 HVAC

B4TRZL URINAL OVERFLOWING B-9 RM-2508A EMERGENCY 9/5/13 NNMC-9 1 PLUMBING

B4TSDS AH-NNMC-9, BASEMENT 759, WATER FLOOD EMERGENCY 9/4/13 NNMC-9 1 PLUMBING
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B4PNL6
TOILET NOT FLUSHING AND CLOGGED B-9A RM-3422 
PATIENT ROOM SICU

EMERGENCY 6/20/13 NNMC-9 1 PLUMBING

B4S4HZ TOILET LEAK, B-9, RM-1249 EMERGENCY 8/5/13 NNMC-9 1 PLUMBING

B4W6ZD BLACK OUT HAVE NO LIGHTS, B-9, KITCHEN GALLEY EMERGENCY 10/8/13 NNMC-9 1 ELECTRICAL

B4WPF3 AH-OVERFLOWING TOILET B-9 RM-1332 EMERGENCY 10/21/13 NNMC-9 1 PLUMBING

B4X7WX
ACTIVE CEILING LEAK, B-9,RM 0353 COMPRESSOR 
ROOM

EMERGENCY 11/7/13 NNMC-9 1 PLUMBING

B4RKTC AH-BASEMENT FLOODING, NNMC-9, RM-0103 C EMERGENCY 7/19/13 NNMC-9 1 PLUMBING

B4RVDB TOILET OVERFLOWING  B-9 RM-2484 EMERGENCY 7/31/13 NNMC-9 1 PLUMBING

B4SM36 ACTIVE LEAK B-9 RM-1961 EMERGENCY 8/20/13 NNMC-9 1 PLUMBING

B4VDY7 OVERFLOWING TOILET, B-9, RM-2801 BATHROOM EMERGENCY 9/24/13 NNMC-9 1 PLUMBING

B4VHYF ACTIVE LEAK B-9 RM-2307 EMERGENCY 9/30/13 NNMC-9 1 PLUMBING
B4VJN6 AH- OVERFLOWING TOILET B-9 RM-2311 EMERGENCY 9/30/13 NNMC-9 1 PLUMBING

B4VJN7
AH-Overflowing urinals located in men's restroom under 
escalator in building 9 1st floor. POC Al Boyce 703-901-
6710

EMERGENCY 10/1/13 NNMC-9 1 PLUMBING

B4WMKH OVERFLOWING URINAL B-9 RM-1201 EMERGENCY 10/21/13 NNMC-9 1 PLUMBING

B4WNDJ WATER PUMP-B-9 MECH ROOM 0200 EMERGENCY 10/22/13 NNMC-9 1 PLUMBING
B4WV46 AH- LIGHT FIXTURE FALLEN B-9 RM-800 EMERGENCY 10/28/13 NNMC-9 1 ELECTRICAL

B4XXY3 TWO SCRUB SINKS HAVE NO WATER, B-9, RM-2672 OMF EMERGENCY 11/21/13 NNMC-9 1 PLUMBING

B2Y5B6 SIGNIFICANT LEAK B-9 RM-0303 GALLEY EMERGENCY 4/29/13 NNMC-9 1 PLUMBING

B4PM4C
OVERFLOWING TOILET B-9 PICU RM-3507 PATIENT 
ROOM

EMERGENCY 6/19/13 NNMC-9 1 PLUMBING

B2XTBN POC ROOM FLOODING - NNMC-9, RM-2781 EMERGENCY 4/12/13 NNMC-9 1 PLUMBING

B4TTGJ
OVERFLOWING URINAL - BLDG 9, 1ST FLOOR MENS 
ROOM - NEAR ESCALATOR

EMERGENCY 9/6/13 NNMC-9 1 PLUMBING

B4S773
TOILET OVERFLOWING - MENS RESTROOM - BLDG 9, 1ST 
FLOOR, NEXT TO ULTRA SOUND

EMERGENCY 8/7/13 NNMC-9 1 PLUMBING

B4RRGB
SINK OVERFLOWING, FLOOR DRAIN STOPPED UP - BLDG 
9, RM 1212

EMERGENCY 7/26/13 NNMC-9 1 PLUMBING

B4VFNF BACKED UP SINK - OVERFLOWING - BLDG 9, RM 2288 EMERGENCY 9/24/13 NNMC-9 1 PLUMBING

B2TH9G ACTIVE CEILING LEAK - BLDG 9, RM 1705 EMERGENCY 2/25/13 NNMC-9 1 PLUMBING

B2XZ3Z BATHROOM FLOOD - BLDG 9, RM 0817, 0820 EMERGENCY 4/23/13 NNMC-9 1 PLUMBING

B4SVTZ
BLACKOUT IN BOTH RESTROOMS - TOTALLY DARK - 
BLDG 9, RM 2617, 2616

EMERGENCY 8/29/13 NNMC-9 1 ELECTRICAL

B4SXLG LIGHTS OUT IN AUDITORIUM - BLDG 2, 3RD FLOOR EMERGENCY 8/30/13 NNMC-9 1 ELECTRICAL

B4VJ3D -AH LIGHTS OUT IN AREA B-9 RM-1752 EMERGENCY 9/27/13 NNMC-9 1 ELECTRICAL
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B4VJ49 -AH WATER IN FIXTURE B-9 RM-1515 EMERGENCY 9/29/13 NNMC-9 1 ELECTRICAL
B4W66Y AH-FLOODING B-9 RM-2249 EMERGENCY 10/4/13 NNMC-9 1 PLUMBING

B4WMCK ACTIVE LEAK B-9 RM-3200 EMERGENCY 10/21/13 NNMC-9 1 PLUMBING

B4NWC9 BROKEN SEWER LINE B-9 BASEMENT EMERGENCY 6/10/13 NNMC-9 1 PLUMBING

B4VGBF -AH WATER LEAK B-9 RM-251 EMERGENCY 9/24/13 NNMC-9 1 PLUMBING

B4YMGW AH- WATER LEAK B-9 RM-2573 EMERGENCY 11/29/13 NNMC-9 1 PLUMBING

B4S73B
NO POWER TO RED OUTLETS - BLDG 9, BASEMENT LAB, 
RM 0739

EMERGENCY 8/7/13 NNMC-9 1 ELECTRICAL

B4XWRN
NO ELECTRICITY - LIGHTS AND OUTLETS - OB/GYN - 
BLDG 9, 2280

EMERGENCY 11/19/13 NNMC-9 1 ELECTRICAL

B4Y9HC NO POWER IN READING ROOM - BLDG 9, RM 1794 EMERGENCY 11/26/13 NNMC-9 1 ELECTRICAL

B4RSVP POWER OUT B-9 GALLEY KITCHEN EMERGENCY 7/30/13 NNMC-9 1 ELECTRICAL

B4S6BT
NO POWER TO ALL OUTLETS - NUTRITION CARE - BLDG 
9, RM 0383

EMERGENCY 8/6/13 NNMC-9 1 ELECTRICAL

B4VK39 RED OUTLETS INOP B-9 RM-3661 EMERGENCY 10/2/13 NNMC-9 1 ELECTRICAL

B4YYZS
POWER OUTAGE - HEATER - OB/GYN - COMPUTERS OUT 
- BLDG 9, RM 2212, 2210

EMERGENCY 12/11/13 NNMC-9 1 ELECTRICAL

B2XZ47
ELECTRIC OUTAGE - OUTLETS NOT WORKING - BLDG 9, 
RM 2448, 2447, 2446

EMERGENCY 4/23/13 NNMC-9 1 ELECTRICAL

B2YCXT
POWER OUTAGE - BLDG 9, RM 1308, 1304A, 1320, 1306, 
1309, 1312, 1313, 1320B

EMERGENCY 5/7/13 NNMC-9 1 ELECTRICAL

B4PM43
PUMP DISCHARGE - BLDG 9, BASEMENT, TEMPERATURE 
PUMP ROOM

EMERGENCY 6/19/13 NNMC-9 1 PLUMBING

B4SB7G
HOT CALL - TEMP TOO HIGH IN WALK-IN REFRIGERATOR 
- BLDG 9, RM 0760

EMERGENCY 8/9/13 NNMC-9 1 APPLIANCE

B4SHCK EXHAUST HOOD ALARM B-9 RM-0748 EMERGENCY 8/14/13 NNMC-9 1 HVAC

B4WL7Z OVERFLOWING SINK B-9 BASEMENT GALLEY EMERGENCY 10/18/13 NNMC-9 1 PLUMBING

B4Y94G
PRESSURE ALARM SOUNDING - BLDG 9, MAIN OR, RM 
3233

EMERGENCY 11/26/13 NNMC-9 1 ELECTRICAL

B4SLX7 HOT CALL - TOO HOT - BLDG 9, RM 3513 - MOR 3 EMERGENCY 8/19/13 NNMC-9 1 HVAC

B4TYVJ
HOT CALL - ADJUST TEMP DOWN 5 DEGREES - ORAL 
SURGERY OR - BLDG 9, RM 2675

EMERGENCY 9/12/13 NNMC-9 1 HVAC

B4V437 -AH COLD CALL B-9 RM-316 EMERGENCY 9/13/13 NNMC-9 1 HVAC

B4PNTM HOT CALL B-9 RM-3409 OR 7 EMERGENCY 6/21/13 NNMC-9 1 HVAC

B4S9W6
COLD CALL - TOO COLD - PATIENT ROOM - MEDICAL ICU - 
BLDG 9, RM 4143

EMERGENCY 8/8/13 NNMC-9 1 HVAC

B4W7CZ
HOT CALL - TOO HOT IN SCANNER ROOM - EQUIPMENT 
ENDANGERED - BLDG 9, RM 3107

EMERGENCY 10/8/13 NNMC-9 1 HVAC

B4WTN3
TOO HOT IN ORAL FACIAL SURGERY- DROP TEMP TO 66 
DEGREES - PATIENT ON TABLE - BLDG 9, RM 2675

EMERGENCY 10/31/13 NNMC-9 1 HVAC

B4WYSS TOO HOT IN OR - BLDG 9, RM 3615 EMERGENCY 11/4/13 NNMC-9 1 HVAC

B4PB6C HOT CALL B-9 RM-2675 OR#1 EMERGENCY 6/14/13 NNMC-9 1 HVAC
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B4PSX3 HOT CALL - BLDG 9, RMS 3533, 3601 (TOO HUMID) EMERGENCY 6/26/13 NNMC-9 1 HVAC

B4PRZC HOT CALL B-9 OR1 RM-3506 EMERGENCY 6/25/13 NNMC-9 1 HVAC

B4PTPB
HOT CALL, B-9, CORRDOR AREA AND RM-1859 CT SCAN , 
RADIOLOGY

EMERGENCY 6/27/13 NNMC-9 1 HVAC

B4R4WJ
COLD CALL B-9 RM-3129 OR18, 3533 OR5, 3344 OR4, 
3505 OR2, 3338 OR3, 3128 OR19

EMERGENCY 7/5/13 NNMC-9 1 HVAC

B4R4RK HOT CALL - TOO HOT IN MOR - BLDG 9, RM 3409 EMERGENCY 7/3/13 NNMC-9 1 HVAC

B4RV7V -AH HOT CALL B-9 RM-3153 EMERGENCY 7/31/13 NNMC-9 1 HVAC

B4SPHN
HOT CALL - TOO HOT - IN-PATIENT PHARMACY - BLDG 9, 
CLEAN ROOM

EMERGENCY 8/23/13 NNMC-9 1 HVAC

B4SSWF
COLD CALL - TOO COLD IN PHARMACY - AFFECTING 
DRUGS - BLDG 9, RM 2309

EMERGENCY 8/27/13 NNMC-9 1 HVAC

B4TSRN COLD CALL B-9 RM-2778 PATIENT EXAM ROOM EMERGENCY 9/6/13 NNMC-9 1 HVAC

B4TVVH
ADJUST TEMP DOWN TO 70 DEGREES - BLDG 9, MOR, 
RM 3128

EMERGENCY 9/9/13 NNMC-9 1 HVAC

B4TZSK HOT CALL, B-9, RM-2671, OMFS EMERGENCY 9/13/13 NNMC-9 1 HVAC

B4VBBT WAY TOO HOT - ALL  OF PICU - BLDG 9, RM 3505 EMERGENCY 9/18/13 NNMC-9 1 HVAC

B4VCGD -AH HOT CALL B-9 RM-5056 EMERGENCY 9/19/13 NNMC-9 1 HVAC

B4VD94 -AH HOT CALL B-9 RM-3360 EMERGENCY 9/23/13 NNMC-9 1 HVAC
B4VJHG TOO HOT IN OR ROOMS 3615, 3661, BLDG 9 EMERGENCY 10/2/13 NNMC-9 1 HVAC
B4VMPR TOO HOT IN MOR - BLDG 9, RM 3533 EMERGENCY 10/3/13 NNMC-9 1 HVAC

B4VNJN
TEMP TOO HOT - LOWER TO 60 DEGREES - ROOM IS 
CURRENTLY 70 - BLDG 9, RM 3577 - MOR 8

EMERGENCY 10/4/13 NNMC-9 1 HVAC

B4WN3B
AUTO TEMP NOT RESPONDING - BLDG 9, MOR, RM 
3128

EMERGENCY 10/22/13 NNMC-9 1 HVAC

B4WP6P AH- HOT CALL B-9 RM-3700 M-3 EMERGENCY 10/18/13 NNMC-9 1 HVAC
B4YMM7 COLD CALL B-9 MICU RM-4121 EMERGENCY 12/3/13 NNMC-9 1 HVAC

B2XTB2 COLD CALL B-9 RM-3627 EMERGENCY 4/16/13 NNMC-9 1 HVAC

B2Y59F HOT CALL B-9 RM-3627 EMERGENCY 4/29/13 NNMC-9 1 HVAC

B2ZD3V HOT CALL B-9 RM-3615 MAIN OR 12 EMERGENCY 5/14/13 NNMC-9 1 HVAC

B4NHMG HOT CALL B-9 RM-2675 OPERATING ROOM EMERGENCY 6/3/13 NNMC-9 1 HVAC

B4PFZW HOT CALL B-9 RM-2714 OPERATING ROOM EMERGENCY 6/17/13 NNMC-9 1 HVAC

B4YB94 AH- BURNING SMELL B-9 RM-2309 EMERGENCY 11/25/13 NNMC-9 1 HVAC

B2XSR4 OVERHEAD FUME HOOD INOP B-9 RM-2557 EMERGENCY 4/15/13 NNMC-9 1 HVAC

B2XVSR VENTILATION HOODS DOWN B-9 RM-0829 EMERGENCY 4/17/13 NNMC-9 1 HVAC

B4N6L6
VENTILATION HOODS DOWN / TOO MUCH NEGATIVE 
PRESSURE - BLDG 9, RM 7046

EMERGENCY 5/30/13 NNMC-9 1 HVAC
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B4R4PM
LEAK FROM WALL INTO 3 ROOMS - SMELLS LIKE 
SEWAGE - BLDG 9, RMS 1519, 1521, 1522

EMERGENCY 7/3/13 NNMC-9 1 STRUCTURAL

B4RDPH
FLOODING INTO OFFICE FROM WINDOW - BLDG 9, GI 
CLINIC, RM 1331B - 2 OFFICES

EMERGENCY 7/12/13 NNMC-9 1 STRUCTURAL

B4SXJW -AH SINK OVERFLOW B-9 1ST FLOOR EMERGENCY 8/28/13 NNMC-9 1

B4SH44
ACTIVE LEAK B-9 RM-HALLWAY OUTSIDE 1859 & BY 
RESTROOM 1861

EMERGENCY 8/14/13 NNMC-9 1 PLUMBING

B4SHD6 -AH WATER LEAK B-9 RM-2786 EMERGENCY 8/14/13 NNMC-9 1

B4SNKC
NO PRESSURE AND LOUD HUMMING NOISE B-9 RM-
0734

EMERGENCY 8/22/13 NNMC-9 1 HVAC

B4PNLS TRIP HAZARD ON TILE, B-9, ROOM-3505 MAIN O.R. EMERGENCY 6/20/13 NNMC-9 1 STRUCTURAL

B4PXDJ
DOOR NOT SEALING IN PRESSURIZED ROOM B-9 RM-
3128 MAIN O.R. PATIENT ON TABLE

EMERGENCY 7/2/13 NNMC-9 1 HVAC

B4PXH7
-AH ELECTRICIAN NEEDED FOR FIRE DEPT B-9 RM-
KITCHEN

EMERGENCY 7/1/13 NNMC-9 1

B4RG9N -AH STERILIZER STEAM OFF B-9 RM-3508 EMERGENCY 7/12/13 NNMC-9 1

B4RGXD -AH HOT CALL ER B-9 RM-ER EMERGENCY 7/15/13 NNMC-9 1

B4RY47 Power Outage, Nutrition, Bldg 9, Rm 0330 EMERGENCY 8/2/13 NNMC-9 1 ELECTRICAL

B4RVRW -AH HOT CALL B-9 OR RM-3533 EMERGENCY 8/1/13 NNMC-9 1

B4S4H9
WINDOW GLASS BROKEN, B-9, 2ND FLOOR, NEAR 
DENTAL CLINIC

EMERGENCY 8/5/13 NNMC-9 1 REPAIR

B4S7B6
AH-EYE WASH STATION: WATER PRESSURE TOO HIGH, 
NNMC-9,3926

EMERGENCY 8/7/13 NNMC-9 1 PLUMBING

B4WTML AH- LIGHT FIXTURE FALLEN B-9 RM-800 EMERGENCY 10/31/13 NNMC-9 1

B4X3DF CEILING LEAK - APU PRE-SCREEN - BLDG 9, RM 3537 EMERGENCY 10/31/13 NNMC-9 1

B4PTDM
FUME HOOD INOPERABLE B-9 RM-0734 PATHOLOGY 
MICROBIOLOGY SECTION

EMERGENCY 6/27/13 NNMC-9 1 ELECTRICAL

B4PV73 -AH HOT CALL B-9 RM-3533 & 3404 OR EMERGENCY 6/27/13 NNMC-9 1

B4RHMG ALARM KEEPS GOING OFF ON PANEL B-9 RM-3585 EMERGENCY 7/17/13 NNMC-9 1 ELECTRICAL

B4RJT3 -AH COLD CALL B-9 RM-3653 OR EMERGENCY 7/17/13 NNMC-9 1

B4RLHY SIGNIFICANT LEAK B-9 RM-0380 EMERGENCY 7/23/13 NNMC-9 1 PLUMBING

B4RRF7
water Pressure low and ceiling leak, Bldg 9, Sterilization, 
Rm 205A

EMERGENCY 7/26/13 NNMC-9 1 PLUMBING

B4SFL3 POWER OUT B-9 RM-0308 GALLEY KITCHEN EMERGENCY 8/12/13 NNMC-9 1

B4SFXC -AH FANS OUT B-9 RM-GALLEY EMERGENCY 8/10/13 NNMC-9 1

B4SFXF -AH POWER OUTAGE B-9 RM-GALLEY EMERGENCY 8/11/13 NNMC-9 1
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B4SGHJ -AH ACTIVE CEILING LEAK B-9 RM-251 BASEMENT EMERGENCY 8/12/13 NNMC-9 1

B4SPLT ACTIVE LEAK B-9 RM-2557 EMERGENCY 8/23/13 NNMC-9 1 PLUMBING

B4VCF3 -AH BROKEN LOCK B-9 RM-252 EMERGENCY 9/20/13 NNMC-9 1 LOCKS

B4WMKP AH-LIFE LINK ALARM B-9 RM-3506 EMERGENCY 10/17/13 NNMC-9 1

B4WV6V AH- BATHROOM OUT OF SERVICE B-9 RM-1210 EMERGENCY 10/28/13 NNMC-9 1 PLUMBING
B4WV47 AH- BLACK OUT B-9 RM-1875 EMERGENCY 10/28/13 NNMC-9 1 ELECTRICAL

B4Y96H
POSSIBLE PENHOLE IN HOTWATER LINE, BLDG 9, 
STERILE PROCESSING, RM 0212-09

EMERGENCY 11/26/13 NNMC-9 1 PLUMBING

B4YNJC AH- ODOR OF SMOKE B-9 OR 1 & 2 EMERGENCY 12/4/13 NNMC-9 1

B4YMFK
AH- OVERFLOWING TOILET B-9 LADIES ROOM FLOOR-
N/A

EMERGENCY 11/29/13 NNMC-9 1

B2TLCN HOT CALL- BLDG 9, ICU PHARMACY EMERGENCY 2/28/13 NNMC-9 1 HVAC

B2TX74
WATER LEAKING FROM THE CEILING AT THE MAIN 
PHARMACY - NNMC-9, MAIN PHARM, 2ND FLOOR

EMERGENCY 3/5/13 NNMC-9 1

B2VDCN No Power, Bldg 9, Main Radiology Department EMERGENCY 3/18/13 NNMC-9 1 ELECTRICAL

B2XSRR ACTIVE CEILING LEAK B-9 RM-2303 EMERGENCY 4/15/13 NNMC-9 1 REPAIR

B2XVF6 AH-POC ROOM FLOODING-NNMC-9-RM-2781 EMERGENCY 4/12/13 NNMC-9 PLUMBING

B2XVF7 AH-URINAL OVERFLOWING-NNMC-9-RM 2508 EMERGENCY 4/12/13 NNMC-9 PLUMBING

B2XT3M HOT CALL B-9 RM-2671 EMERGENCY 4/15/13 NNMC-9 1

B2XX4V
-AH HOUSE KEEPING ROOM FLOODING B-9 RM-
HOUSEKEEPING

EMERGENCY 4/18/13 NNMC-9 1

B2ZD4R POWER OUTAGE - BLDG 9, RM 1314 EMERGENCY 5/14/13 NNMC-9 1 ELECTRICAL

B326T6
MENS ROOM FLOODED - ENTRY SIDE - GALLEY, BLDG 9, 
RM 0603

EMERGENCY 5/16/13 NNMC-9 1 PLUMBING

B4MR3Z
URINAL OVERFLOWING, B-9, RM-0603 MENS 
RESTROOM NEAR GALLEY

EMERGENCY 5/20/13 NNMC-9 1

B4MXYT
ACTIVE CEILING LEAK - BULGING TILES - BLDG 9, RM 
0212

EMERGENCY 5/24/13 NNMC-9 1 REPAIR

B4N4YR AHU-28 OUT OF SERVICE, BLDG 9 MECH ROOM EMERGENCY 5/29/13 NNMC-9 1 HVAC

B4N6TM HVAC, B-9, RM-0728- BASEMENT EMERGENCY 5/30/13 NNMC-9 1 HVAC

B4XY4W
FLOOD IN BAKE SHOP - NUTRITION SERVICES - BLDG 9, 
BASEMENT

EMERGENCY 11/21/13 NNMC-9A 1 PLUMBING

B4WCGG
SEWAGE BACKUP IN RESTROOM - FLOODING - BLDG 9A, 
RM 1530

EMERGENCY 10/10/13 NNMC-9A 1 PLUMBING

B4YMH4 AH- GAS SMELL B-9A RM-NURSES STATIONS EMERGENCY 11/30/13 NNMC-9A 1 PLUMBING

B4VD9D -AH EYEWASH STATION INOP B-9A RM-2336 EMERGENCY 9/23/13 NNMC-9A 1 PLUMBING

B4VJ3F -AH RUNNING TOILET B-9A RM-1201 EMERGENCY 9/27/13 NNMC-9A 1 PLUMBING
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B4WPCS OVERFLOWING TOILET - BLDG 9A, RM 1210 EMERGENCY 10/23/13 NNMC-9A 1 PLUMBING

B4XX7D
LOW WATER PRESSURE - CAN'T USE DIALYSIS - ENTIRE 
WARD - BLDG 9A, 4TH FLOOR, ALL ROOMS

EMERGENCY 11/20/13 NNMC-9A 1 PLUMBING

B4YTGY AH- SEVERE LEAK FROM SINK B-9A RM-1796 EMERGENCY 12/4/13 NNMC-9A 1 PLUMBING

B4VND4
POWER OUTAGE - ALL OUTLETS - TRIAGE - BLDG 9A, 
RMS 1018, 1039, 1005

EMERGENCY 10/3/13 NNMC-9A 1 ELECTRICAL

B4SNNT POWER OUT B-9A RM-3203 EMERGENCY 8/22/13 NNMC-9A 1 ELECTRICAL

B4VC9X NO POWER B-9A REGIONAL PAIN RM-3515 EMERGENCY 9/20/13 NNMC-9A 1 ELECTRICAL

B4YMZ6
AH- POWER OUTAGE - BLDG 9A RM - EMERGENCY 
ROOM

EMERGENCY 12/2/13 NNMC-9A 1 ELECTRICAL

B4RMKX HOT CALL B-9A RM-2026, 2034, 2044, 2052 EMERGENCY 7/25/13 NNMC-9A 1 HVAC

B4X3BZ
TOO HOT IN CATH LAB - AFFECTING X-RAY SYSTEM - 
BLDG 9A, RM 2044

EMERGENCY 11/5/13 NNMC-9A 1 HVAC

B4NLFF HOT CALL B-9A RM-2056 PROCEDURE ROOM EMERGENCY 6/5/13 NNMC-9A 1 HVAC

B4PNWP
HOT CALL - 111 DEGREES - BLDG 9A, CARDIO-VASCULAR 
RADIOLOGY - RM 2044

EMERGENCY 6/21/13 NNMC-9A 1 HVAC

B4VN4F AH-HOT CALL B-9A RM-3089 EMERGENCY 10/2/13 NNMC-9A 1 HVAC

B4VNBW HOT CALL B-9A RM-3095 SICU PATIENT ROOM EMERGENCY 10/3/13 NNMC-9A 1 HVAC

B4W66K
COLD CALL / NEGETIVE PRESSURE, B9A, RMS 3053, 
3057, 3069, 3073, 3083, 3095, 3019, & 30101 SICU

EMERGENCY 10/7/13 NNMC-9A 1 HVAC

B4WDXM COLD CALL B-9A RM-MICU 4TH FLOOR EMERGENCY 10/15/13 NNMC-9A 1 HVAC

B4WKYH AH-HOT CALL B-9A RM-3063 ICU EMERGENCY 10/13/13 NNMC-9A 1 HVAC
B4WKTS HOT CALL B-9A RM-2030, 2034, 2048 CATH LAB EMERGENCY 10/17/13 NNMC-9A 1 HVAC

B4WPGT TOO HOT IN PATIENT ROOM - SICU - BLDG 9A, RM 3073 EMERGENCY 10/23/13 NNMC-9A 1 HVAC

B4WRSL
PATIENT ROOM TOO COLD IN MED ICU - BLDG 9A, RM 
4179

EMERGENCY 10/25/13 NNMC-9A 1 HVAC

B4XBFX COLD CALL, B-9A, RM 4075 ICU EMERGENCY 11/8/13 NNMC-9A 1 HVAC

B4RD7P
COLD CALL - PATIENT ROOM - MEDICAL ICU - BLDG 9A, 
RM 4107

EMERGENCY 7/11/13 NNMC-9A 1 HVAC

B4RLPN
HOT CALL B-9A RM-1526 & 1522 CT SCAN PATIENT 
ROOM

EMERGENCY 7/23/13 NNMC-9A 1 HVAC

B4SFL9 HOT CALL XRAY ROOM B-9A RM-2058 EMERGENCY 8/12/13 NNMC-9A 1 HVAC

B4SNTN
PATIENT ROOM TOO COLD - BLDG 9A, ICU, RM 413 - ALL 
ICU, ALL 3RD FLOOR SICU

EMERGENCY 8/22/13 NNMC-9A 1 HVAC

B4SRX4
WAY TOO COLD - ALL SICU - PATIENT CARE AREA - BLDG 
9A, 3RD FLOOR

EMERGENCY 8/26/13 NNMC-9A 1 HVAC

B4VBJM COLD CALL B-9A RM-4165 PATIENT ROOM EMERGENCY 9/19/13 NNMC-9A 1 HVAC

B4VBTG HOT CALL B-9A RM-2072 & 2076 EMERGENCY 9/19/13 NNMC-9A 1 HVAC

B4VD9P -AH COLD CALL ICU PHARMACY B-9A RM-3203 EMERGENCY 9/21/13 NNMC-9A 1 HVAC

B4VDBW -AH COLD CALL B-9A RM-4107 EMERGENCY 9/20/13 NNMC-9A 1 HVAC
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B4VGLY -AH HOT CALL B-9A RM-4165 EMERGENCY 9/26/13 NNMC-9A 1 HVAC

B4WHKN
COLD CALL - TOO COLD - ALL ICU - BLDG 9A, 3RD FLOOR 
ICU

EMERGENCY 10/16/13 NNMC-9A 1 HVAC

B4WLGZ
COLD CALL - ICU PHARMACY TOO COLD - TEMP ALARM 
SOUNDING - MEDS IN DANGER - BLDG 9A, RM 3203

EMERGENCY 10/18/13 NNMC-9A 1 HVAC

B4WN3G
TOO COLD IN PATIENT ROOM - MICU - BLDG 9A, RM 
4107

EMERGENCY 10/22/13 NNMC-9A 1 HVAC

B4X37P
COLD CALL - PATIENT ROOM - PEDIATRIC ICU - RAISE TO 
78 DEGREES - BLDG 9A, RM 3505

EMERGENCY 11/5/13 NNMC-9A 1 HVAC

B4Y969 HOT CALL - PATIENT ROOM - SICU - BLDG 9A, RM 3421 EMERGENCY 11/26/13 NNMC-9A 1 HVAC

B4YZMX
COLD CALL - MEDICAL ICU - PATIENT ROOM - BLDG 9A, 
RM 4107

EMERGENCY 12/12/13 NNMC-9A 1 HVAC

B2TJ2R
HOT CALL, B-9A, 3202 THEN GO TO RM-3016-ICU 
PHARMACY

EMERGENCY 2/25/13 NNMC-9A 1 HVAC

B2XYMM HOT CALL B-9A RM-4165 EMERGENCY 4/22/13 NNMC-9A 1 HVAC

B4N6V3
ADJUST TEMP - TOO COLD - MICU - PATIENT ROOM - 
BLDG 9A, RM 4121

EMERGENCY 5/30/13 NNMC-9A 1 HVAC

B4Y9LM LOW PRESSURE TO DIALYSIS B-9A RM-4TH FLOOR EMERGENCY 11/27/13 NNMC-9A 1 PLUMBING

B4SKTP
DOOR NOT CLOSING PROPERLY, BLDG 9A,SICU, RM 
3423, NEXT TO NURSE STATION

EMERGENCY 8/16/13 NNMC-9A 1 STRUCTURAL

B4SKHL -AH COLD CALL B-9A RM-4137WEST EMERGENCY 8/15/13 NNMC-9A 1

B4WPF4 AH-GAS SMELL B-9A RM-NURSE STATION EMERGENCY 10/19/13 NNMC-9A 1

B4WPYD
PUSH BUTON LOCK BROKEN - CODES NOT WORKING - 
CAN'T ENTER ROOM - PREP & RECOVERY DEPT - BLDG 
9A, 2426

EMERGENCY 10/24/13 NNMC-9A 1 LOCKS

B4NZKY LARGE FLOOD FROM AC IN BLDG 9A, RM B-007 EMERGENCY 6/12/13 NNMC-9A 1 HVAC

B4RSPL -AH LEAK B-9A RM-3054 ICU EMERGENCY 7/29/13 NNMC-9A 1

B4RV94 -AH OXYGEN OUTLET B-9A RM-3009 EMERGENCY 7/30/13 NNMC-9A 1

B4SVSV -AH HOT CALL B-9A RM-EMERGENCY ROOM EMERGENCY 8/26/13 NNMC-9A 1

B4SVSZ -AH CEILING LEAK B-9A RM-SURGICAL ICU EMERGENCY 8/26/13 NNMC-9A 1

B4VD9Y
NO POWER IN CARDIO/CATH LAB - MACHINERY DOWN - 
BLDG 9A, RM 2046

EMERGENCY 9/23/13 NNMC-9A 1 ELECTRICAL

B4VGM9 -AH RESTORE PRESSURIZED ROOM B-9A RM-3079 EMERGENCY 9/25/13 NNMC-9A 1 HVAC

B4WHS3
WAY TOO HOT - CARDIAC/CATH LAB - PATIENT ROOM - 
BLDG 9A, RM 2032

EMERGENCY 10/16/13 NNMC-9A 1 HVAC

B4YTGG AH- TOO COLD IN THE MEDICAL I.C.U. B-9A RM-4107 EMERGENCY 12/5/13 NNMC-9A 1

B2XZGK RED OUTLETS NO POWER B-9A RM-3203 EMERGENCY 4/24/13 NNMC-9A 1

B2ZCTX AH-BATHROOM FLOODING, NNMC-9A, RM-1507 EMERGENCY 5/9/13 NNMC-9A 1 PLUMBING
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B4N6HX
ACTIVE CEILING LEAK - MENS LOCKER ROOM - BLDG 9A, 
RM 3220

EMERGENCY 5/30/13 NNMC-9A 1 PLUMBING

B4PMFX -AH COLD CALL B-9A RM-4169 EMERGENCY 6/18/13 NNMC-9A 1

B4Z3JC AH- DOOR ALARM INOP B-10 RM-1120A ROUTINE 12/10/13 NNMC-10 1 ELECTRICAL
B4WPRL MISSING CEILING TILES - BLDG 10, RM 5162 ROUTINE 10/24/13 NNMC-10 1 STRUCTURAL

B4Y9L4
REPLACE CEILING TILES / REMOUNT HILLROM LIGHT - 
PATIENT ROOM - BLDG 10, RM 433

ROUTINE 11/27/13 NNMC-10 1 STRUCTURAL

B4XWXC

NEED REHEAT COILS BLOWN OUT - ASSISTED 
REPRODUCTIVE CENTER - BLDG 10, RM 2120 / ROOMS 
ARE NOT HEATING PROPERLY - BLDG 10, RM 2139, 
2135, 2111, 2110

ROUTINE 11/19/13 NNMC-10 1 HVAC

B4WP9L
HVAC NOISE FROM DAMPER ABOVE DOUBLE DOOR 
6017 - BLDG 10, 6W, RM 6116A

ROUTINE 10/23/13 NNMC-10 1 HVAC

B4WDZ6 REPAIR DOORS B-10 RM-4254, 4252, 4043 ROUTINE 10/15/13 NNMC-10 1 STRUCTURAL

B4WPWD
Holes in the door frame and frame label, B-10, next to 
room 7019

ROUTINE 10/24/13 NNMC-10 1 STRUCTURAL

B4WPNX
INSTALL STANDPIPE BOX DOOR - BLDG 10, 2ND FLOOR 
STANDPIPE BOX DOOR

ROUTINE 10/24/13 NNMC-10 1 STRUCTURAL

B4WPP4 MISSING ACCESS PANEL - BLDG 10, RM 4166B ROUTINE 10/24/13 NNMC-10 1 STRUCTURAL

B4WRVC
AH-MAIN DOOR TO PACU MALFUNCTIONING, NNMC-
10,3026 AND 3100

ROUTINE 10/24/13 NNMC-10 1 STRUCTURAL

B4WTNB AH-DOOR NOT CLOSING B-10 RM-LADIES CDO ROUTINE 10/27/13 NNMC-10 1 STRUCTURAL

B4X7VG DOOR SLAMS SHUT, B-10, STAIR-10-B-5  5TH FLOOR ROUTINE 11/7/13 NNMC-10 1 STRUCTURAL

B4TZS4 DOUBLE DOORS, B-10, MAIN LOBBY ROUTINE 9/13/13 NNMC-10 1 STRUCTURAL

B4VGYH
REPAIR AUTOMATIC DOOR - BLDG 10, NEXT TO RM 
6127

ROUTINE 9/27/13 NNMC-10 2 STRUCTURAL

B4VJZN PART OF DOOR COMING APART B-10 3WEST RM-3200 ROUTINE 10/2/13 NNMC-10 1 STRUCTURAL

B4VJN4
AH-"Door to infant room will not lock. Please check and 
restore door to proper operation. NNMC-10, RM 6118

ROUTINE 10/1/13 NNMC-10 1 STRUCTURAL

B4WDTD DOOR HANDLE , B-10 RM-4152 4EAST ROUTINE 10/15/13 NNMC-10 1 STRUCTURAL

B4WHK6
DOUBLE DOOR NOT WORKING PROPERLY, B-10, DOOR # 
6128 MIC

ROUTINE 10/16/13 NNMC-10 1 STRUCTURAL

B4WMHZ DOOR LOCK BROKEN B-10 RM-5164 CENTER ROUTINE 10/21/13 NNMC-10 1 STRUCTURAL

B4WP7R
DOORS NOT WORKING PROPERLY - BLDG 10, STAIRWAY 
2, 2ND FLOOR, DOORS 4105A, 3294

ROUTINE 10/23/13 NNMC-10 1 STRUCTURAL

B4WVN4 DOOR OPENER INOP B-10 4WEST RM-4110B ROUTINE 11/1/13 NNMC-10 1 STRUCTURAL

B4X7BX
DOOR WON'T CLOSE - OUT OF ALIGNMENT - BLDG 10, 
3C, RM 3286

ROUTINE 11/6/13 NNMC-10 1 STRUCTURAL

B4X7B4
Gap at center of door exceeds 1/8", gap under left leaf 
exceeds 3/4", B-10, DOOR# 7003

ROUTINE 11/6/13 NNMC-10 1 STRUCTURAL

B4X77S
Kick plate is too high and door is damaged B-10, DOOR# 
6025

ROUTINE 11/6/13 NNMC-10 1 STRUCTURAL

B4X793 Label on door but not on frame B-10, door# 6019 ROUTINE 11/6/13 NNMC-10 1 STRUCTURAL

B4YBDX
AH- ELECTRONIC DOOR NOT OPENING B-10 RM-
MEDICATION ROOM

ROUTINE 11/27/13 NNMC-10 1 STRUCTURAL

B4YMZJ Glazing is 276" squared, B-10, DOOR-7116 ROUTINE 12/4/13 NNMC-10 1 STRUCTURAL
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B4YMZP
Glazing is 198" squared, gap at center top exceeds 1/8", 
B-10, DOOR-6157 ELEVATOR LOBBY

ROUTINE 12/4/13 NNMC-10 1 STRUCTURAL

B4YN3C
Gap at center exceeds 1/8", door not aligned, astragal 
does not count. , B-10, DOOR-6164

ROUTINE 12/4/13 NNMC-10 1 STRUCTURAL

B4YTH7 AH- DOOR INOP B-10 RM-DOUBLE DOORS ROUTINE 12/4/13 NNMC-10 1 STRUCTURAL

B4YTNY
The fire door not working properly, damaged, bent and 
needs repair, B-10, DOOR 3280

ROUTINE 12/5/13 NNMC-10 1 STRUCTURAL

B4YYZP REPAIR DOOR KICKPLATE B-10 RM- 6025 ROUTINE 12/11/13 NNMC-10 1 STRUCTURAL
B4YZ3D REPAIR DEFICIENCY B-10 RM-103 ROUTINE 12/11/13 NNMC-10 1 STRUCTURAL

B4XWTF
Repair or replace the exhaust fans in the men's toilet 
BLDG 10A, room 100 and the women's toilet room 101

ROUTINE 11/19/13 NNMC-10 1 HVAC

B4WTR7 AH- FAUCET SPRAYS B-10 RM-5115 ROUTINE 10/25/13 NNMC-10 1 PLUMBING

B4WCYF
LEAKING FAUCET – PATIENT BATHROOM - BLDG 10, RM 
7071

ROUTINE 10/11/13 NNMC-10 1 PLUMBING

B4WSN4 LEAKING FAUCET B-10 RM-5032 5CENTER ROUTINE 10/29/13 NNMC-10 1 PLUMBING

B4XVLP
Replace the chemical filters in the Air Handler by 
December 2013

ROUTINE 11/14/13 NNMC-10 1 HVAC

B4XWLP LIGHTS OUT, B-10, MULTIPLE FLOORS ROUTINE 11/18/13 NNMC-10 1 ELECTRICAL
B4W64L OXYGEN OUTLET LEAKS, B-10, RM-4228, 4WEST ROUTINE 10/7/13 NNMC-10 1 ELECTRICAL

B4W7FY LIGHTS OUT, B-10, RMS 5131, 5133 & 5153 5CENTER ROUTINE 10/8/13 NNMC-10 1 ELECTRICAL

B4W6C4 WINTERIZE HEALING GARDEN B-10 ROUTINE 10/7/13 NNMC-10 1 PLUMBING

B4WF4G EYE WASH STATION / LOCK NOT WORKING, B-10,6WEST ROUTINE 10/15/13 NNMC-10 1 PLUMBING

B4WPHM LIGHTS OUT, B-10, RM-5002, 5EAST ROUTINE 10/23/13 NNMC-10 1 ELECTRICAL

B4WPH7 CALL BELL REMOTES MISSING - BLDG 10, 5E ROUTINE 10/23/13 NNMC-10 1 ELECTRICAL
B4WPF9 AH-REPLACE TOILET SEAT B-10 RM-4063 ROUTINE 10/20/13 NNMC-10 1 PLUMBING
B4WPFN AH-SHOWERHEAD BROKEN B-10 RM-6101 ROUTINE 10/18/13 NNMC-10 1 PLUMBING

B4YVB7
OUTLET NOT WORKING, B-10, RM 6014 MATERNITY 
WARD

ROUTINE 12/6/13 NNMC-10 1 ELECTRICAL

B4VFSK LIGHT OUT, B-10, RM-5038, 5CENTER ROUTINE 9/25/13 NNMC-10 1 ELECTRICAL
B4VJB4 LIGHT OUT, B-10, NEAR NURSE STATION, 3CENTER ROUTINE 10/1/13 NNMC-10 1 ELECTRICAL

B4VJ4J
WATER COMING OUT OF BROWN, B-10, RM-4295, 
4EAST

ROUTINE 9/30/13 NNMC-10 1 PLUMBING

B4WN64
EYE WASH STATION WATER TOO HOT, B-10, RM 3122A- 
APU WARD

ROUTINE 10/22/13 NNMC-10 1 PLUMBING

B4XB9L
AH-2 RECESS LIGHTS OUT IN PATIENT ROOM, NNMC-10, 
RM- 5179

ROUTINE 10/29/13 NNMC-10 1 ELECTRICAL

B4XXRS
REPLACE FLOOR TILES - TRIPPING HAZARD - BLDG 10, 
7E, BEHIND NURSE STATION - TBI CLINIC

ROUTINE 11/21/13 NNMC-10 1 STRUCTURAL

B4XXBM FLOOR TILES B-10 RM-7071 OBSERVATION ROOM 7EAST ROUTINE 11/20/13 NNMC-10 1 STRUCTURAL

B4WTKP
AH-ICE MACHINE CLOGGED B-10 RM-5017 EAST & 7111 
WEST

ROUTINE 10/25/13 NNMC-10 1 APPLIANCE

B4XVFL
REPLACE FILTER IN ICE MACHINE - MOLD IN ICE - BLDG 
10, RM 3282

ROUTINE 11/14/13 NNMC-10 1 APPLIANCE

B4WV7K AH - ICE MACHINE INOP B-10 3WEST ROUTINE 11/1/13 NNMC-10 1 APPLIANCE
B4WV7N AH - ICE MACHINE LEAK B-10 4WEST ROUTINE 10/28/13 NNMC-10 1 APPLIANCE
B4XXCB SINK HANDLES STRIPPED - BLDG 10, 7C, RM 7132 ROUTINE 11/20/13 NNMC-10 1 PLUMBING



J-1502000-05 Historical Service Orders FY13
DEFENSE HEALTH AGENCY

Page 70 of 242

Work 
Order

Description Work Type Location Priority Failure Class
Reported 

Date

B4V43V -AH PARKING LIGHTS B-10 RM-LOWER LEVEL PARKING ROUTINE 9/13/13 NNMC-10 1 ELECTRICAL

B4VHWV LIGHTS NOT WORKING B-10 CLARK AUDITORIUM ROUTINE 9/30/13 NNMC-10 1 ELECTRICAL

B4VNDH
The main light bulb is burnt out- Bldg.10 / 5 West, Rm 
5078

ROUTINE 10/3/13 NNMC-10 1 ELECTRICAL

B4WKKP REPLACE MULTIPLE BULBS B-10 RM-1008 NURSE ADMIN ROUTINE 10/17/13 NNMC-10 1 ELECTRICAL

B4WKP3 REPLACE FLICKERING LIGHT B-10 RM-5054 5CENTER ROUTINE 10/17/13 NNMC-10 1 ELECTRICAL

B4WP74
FIRE EXIT SIGN NOT PROPERLY LIT - PASSAGEWAY - 
BLDG 10

ROUTINE 10/23/13 NNMC-10 1 ELECTRICAL

B4WPBZ AH- LIGHT OUT B-10 RM-5014 ROUTINE 10/19/13 NNMC-10 1 ELECTRICAL
B4WTRR AH- lights out B-10 RM-5002 EAST ROUTINE 10/27/13 NNMC-10 1 ELECTRICAL

B4XRFS
2 FLUORESCENT LIGHTS OUT IN EQUIPMENT ROOM - 
BLDG 10, RM 4126

ROUTINE 11/13/13 NNMC-10 1 ELECTRICAL

B4XW4S REPLACE LIGHT BULB - BLDG 10, 4C, RM 4126 ROUTINE 11/18/13 NNMC-10 1 ELECTRICAL
B4V9XJ LIGHT OUT IN SHOWER, B-10, RM-6004,  MIC ROUTINE 9/18/13 NNMC-10 1 ELECTRICAL

B4VDZC
REPLACE FLICKERING LIGHT - EXECUTIVE SERVICES - 
BLDG 10, RM 2013

ROUTINE 9/24/13 NNMC-10 1 ELECTRICAL

B4WDD9 REPLACE 3 FLUORESCENT LIGHTS – BLDG 10, RM 1008-B ROUTINE 10/11/13 NNMC-10 1 ELECTRICAL

B4WLHK LIGHTS OUT B-10 4CENTER RM-4029 ROUTINE 10/18/13 NNMC-10 1 ELECTRICAL

B4WLFG REPLACE BURNED OUT BULBS B-10 RM-5156 CENTER ROUTINE 10/18/13 NNMC-10 1 ELECTRICAL

B4WMKB LIGHTS OUT - BLDG 10, 6E AND 6C ROUTINE 10/21/13 NNMC-10 1 ELECTRICAL

B4WP63 AH- LIGHT NOT TURNING OFF B-10 RM-5008 ROUTINE 10/17/13 NNMC-10 1 ELECTRICAL

B4WM6X AH-LIGHTS FLICKERING B-10 RM-6108A ROUTINE 10/15/13 NNMC-10 1 ELECTRICAL

B4WVNS AH- LIGHT WILL NOT SHUT OFF B-10 RM-5131 ROUTINE 11/1/13 NNMC-10 1 ELECTRICAL

B4Y44R
CEILING LIGHT OUT - FLUORESCENT - BLDG 10, 5C, RM 
5060

ROUTINE 11/22/13 NNMC-10 1 ELECTRICAL

B4Y3YV LIGHTS OUT - Bldg 10, 7E,Room 7068, TBI CLINIC ROUTINE 11/22/13 NNMC-10 1 ELECTRICAL

B4Y9SF REPLACE LIGHTS B-10 RM-4001 & STAIRWELL 10/C 3 1/2 ROUTINE 11/27/13 NNMC-10 1 ELECTRICAL

B4YB7W AH- LIGHT OUT B-10 5082 ROUTINE 12/2/13 NNMC-10 1 ELECTRICAL
B4YBDZ LIGHTS OUT B-10 3WEST NURSE STATION ROUTINE 12/2/13 NNMC-10 1 ELECTRICAL
B4YBFB AH- LIGHTS OUT B-10 RM-5080 WEST ROUTINE 11/26/13 NNMC-10 1 ELECTRICAL
B4YMG9 AH- REPLACE LIGHT B-10 ROOM 6010 ROUTINE 12/1/13 NNMC-10 1 ELECTRICAL

B4YBJW
REPLACE VALVE IN CEILING HOT WATER LINE B-10 RM-
3120

ROUTINE 12/2/13 NNMC-10 1 PLUMBING

B4WPC6 AH- POWER OUT B-10 RM-CDO DESK ROUTINE 10/20/13 NNMC-10 1 ELECTRICAL
B4YBBP AH-NO POWER B-10 RM-1109 ROUTINE 11/25/13 NNMC-10 1 ELECTRICAL

B4WP6N EXIT NOT PROPERLY MARKED - BLDG 10, NEAR RM 1003 ROUTINE 10/23/13 NNMC-10 1 STRUCTURAL

B4WCNG
BROKEN LIGHT SWITCH WON'T STAY ON - TAPED TO ON 
POSITION - BLDG 10, MICC, 6C, HALLWAY NEAR 6118

ROUTINE 10/10/13 NNMC-10 1 ELECTRICAL

B4X7BV MISSING LIGHT SWITCH - BLDG 10, 3C, RM 3290 (REAR) ROUTINE 11/6/13 NNMC-10 1 ELECTRICAL

B4YY9V AH- COLD CALL B-10 RM-CLARK AUDITORIUM ROUTINE 12/9/13 NNMC-10 1 HVAC
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B4WSHH TOO COLD IN OFFICE- BLDG 10, 6C, RM 6134 ROUTINE 10/29/13 NNMC-10 1 HVAC
B4XWHV HOT CALL, B-10,RMS- 7232 & 7233 7NE ROUTINE 11/18/13 NNMC-10 1 HVAC
B4XX4M THERMASTAT BROKEN, B-10, RM-5119 5EAST ROUTINE 11/19/13 NNMC-10 1 HVAC
B4YTDV HOT CALL - BLDG 10, 6E, RM 6132, 6134, 6136 ROUTINE 12/5/13 NNMC-10 1 HVAC
B4YMHS AH- BROKEN THERMOSTAT B-10 RM-5101 ROUTINE 11/28/13 NNMC-10 1 HVAC
B4VCDP CLEAN THE AC VENTS - BLDG 10, 4 CENTER ROUTINE 9/20/13 NNMC-10 1 HVAC

B4XXCS
LOUD BUZZING NOISE IN VENT - BLDG 10, 7 NE, RM 
7137

ROUTINE 11/20/13 NNMC-10 1 HVAC

B4WSHB
BACKSPLASH PULLING AWAY FROM WALL - NURSE 
STATION LOUNGE - BLDG 10, 6C, RM 6023A

ROUTINE 10/29/13 NNMC-10 1 STRUCTURAL

B4WDY3 AH-WINDOW STUCK B-10 RM-5014 ROUTINE 10/9/13 NNMC-10 1 STRUCTURAL
B4W63F PATCH AND PAINT, B-10, RM-5037, 5CENTER ROUTINE 10/7/13 NNMC-10 1 FCA_PAINT

B4WD9Z REPLACE 3 FLUORESCENT LIGHTS – BLDG 10, RM 1008-B ROUTINE 10/11/13 NNMC-10 1

B4WR4F AH-DOOR NOT LOCKING B-10 RM-119 ROUTINE 10/23/13 NNMC-10 1
B4WR4C AH-TUBE SYSTEM DOWN B-10 RM-6023A ROUTINE 10/22/13 NNMC-10 1

B4WPPG FIRE EXTINGUISHER ON FLOOR - BLDG 10, RM 0103 ROUTINE 10/24/13 NNMC-10 1 FIRE EQUIPMENT

B4WPWZ
Gap under door exceeds 3/4"., B-10, RM-8103A WEST 
PENTHOUSE DOOR

ROUTINE 10/24/13 NNMC-10 1 REPAIR

B4WPXB
no labels on frame or door, B-10, RM-8001 WEST 
PENTHOUSE DOOR

ROUTINE 10/24/13 NNMC-10 1

B4WPXY Door not labeled, B-10, RM-6155 ROUTINE 10/24/13 NNMC-10 1 REPAIR

B4WPYB
Gap at center to center too great and astragal exceeds 
1/8", B-10, RM-6153

ROUTINE 10/24/13 NNMC-10 1 REPAIR

B4WRWH
AH-REPLACE BROKEN HOOKS BEHIND BATHROOM 
DOOR IN, PATIENT ROOM, NNMC-10,4063

ROUTINE 10/20/13 NNMC-10 1 REPAIR

B4WRMZ
LADIES RESTROOM DOOR WON'T CLOSE - LATCH NOT 
LATCHING - BLDG 10, ACROSS FROM CDO DESK - 1ST 
FLOOR

ROUTINE 10/25/13 NNMC-10 1 LOCKS

B4WRVJ AH-NO POWER TO CUBICLES, NNMC-101123, ROUTINE 10/24/13 NNMC-10 1

B4WRRJ
DOOR FRAME IS COMING A LOOSE, B-10, DOOR-7077A 
7WEST

ROUTINE 10/25/13 NNMC-10 1 REPAIR

B4WSYK BASE BOARD, B-10 ,RM  2106 STEM CELL ROUTINE 10/30/13 NNMC-10 1 REPAIR

B4WTMV AH-DOORFRAME LOOSE B-10 RM-7077A ROUTINE 10/27/13 NNMC-10 1

B4WTRC AH- LIGHT STRING BROKEN B-10 RM-5034 ROUTINE 10/25/13 NNMC-10 1

B4WTF3
HANDYMAN-TV MOUNTED ON WALL-B-10 RM5037 
5CENTER

ROUTINE 10/30/13 NNMC-10 1

B4WTPX AH- REPLACE TOILET SEAT B-10 RM-5050 ROUTINE 10/26/13 NNMC-10 1

B4X7VK
DOOR WILL NOT LOCK - LADIES RESTROOM - BLDG 10A, 
RM 110

ROUTINE 11/7/13 NNMC-10 1 LOCKS

B4X93Z
AH-NEED CEILING TILE REPLACED IN PATIENT ROOM, 
NNMC-10 RM 6020

ROUTINE 11/5/13 NNMC-10 1

B4X99C
AH-PATIENT REFRIGERATOR WON'T STAY CLOSEDm, 
nnmc-10. rm 4112

ROUTINE 11/6/13 NNMC-10 1

B4X94L AH-BATTERY LOW IN DOOR LOCK.-NNMC-10,3271 WEST ROUTINE 11/6/13 NNMC-10 1

B4X996 AH-RELAMP-PATIENT BATHROOM, NNMC-10, 5121 ROUTINE 11/6/13 NNMC-10 1

B4XBFG
AH-BASEBOARDS PEELING- REPAIR, NNMC-10,5171, 
5072  5078

ROUTINE 11/1/13 NNMC-10 1
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B4XBHW
AH-BATHROOM DOOR IS STUCK IN PATIENT ROOM. 
KNOB IS STUCK IN DOWN POSITION, NNMC-10, RM3263

ROUTINE 11/7/13 NNMC-10 1

B4XRLN RELAMP LIGHTS, BLDG 10, RM 7241, PSYCHOLOGY ROUTINE 11/13/13 NNMC-10 1 ELECTRICAL
B4XVWD RELAMP LIGHTS-BLDG 10, 5 CENTER ROUTINE 11/15/13 NNMC-10 1

B4XVPF
LOCK STICKING - DIFFICULT TO TURN KEY / TIGHTEN 
WINDOW SCREWS - BLDG 10, 7W, 7225, 7007

ROUTINE 11/15/13 NNMC-10 1 LOCKS

B4Y4SD
Faucet leaking and repalce fluorescent bulb, Bldg 10, 
5W

ROUTINE 11/25/13 NNMC-10 1 PLUMBING

B4Y4HM LEAKING SHOWER HEAD, BLDG 10,5 CENTER, RM 5153 ROUTINE 11/25/13 NNMC-10 1 HVAC

B4Z3F3 AH- SHOWER SWIVEL B-10 RM-3147 ROUTINE 12/11/13 NNMC-10 1 PLUMBING

B4SST3
LOCK IS STUCK AND WILL NOT ACCEPT KEY - BLDG 10, 
DOOR 6122

ROUTINE 8/26/13 NNMC-10 1 LOCKS

B4V9SJ
FIRE SPRINKLER CAME OFF, B-10, NEAR ROOM 3271, 
3WEST PEDS

ROUTINE 9/18/13 NNMC-10 1 REPAIR

B4VH3K
PATCH AND PAINT, B-10 6TH FLOOR, BETWEEN RM 
6028 & 6030 and ACROSS FROM 6EAST ELEVATOR 
ABOVE WINDOW

ROUTINE 9/27/13 NNMC-10 1 FCA_PAINT

B4VJYG TUBE SYSTEM DOWN B-10 6EAST NURSE STATION ROUTINE 10/2/13 NNMC-10 1 ELECTRICAL

B4VJMP
AH-PULL CORD TO PATIENT LIGHT ON A SIDE IS BROKEN. 
REPAIR. REPLACE AS NEEDED, NNMC-10,5E 5004

ROUTINE 10/1/13 NNMC-10 1

B4WCNP DOOR WONT LOCK, B-10 ,RM-6114, MIC 6EAST ROUTINE 10/10/13 NNMC-10 1 REPAIR

B4WCP3
DOOR HANDLE BROKEN, CONTROL WIRE PLATE 
MISSING, COOLING CHAMBER NEEDS LIGHT BULB 
REPLACED - Building 10, Room 0103

ROUTINE 10/10/13 NNMC-10 1 ELECTRICAL

B4WF39 LOCK NOT WORKING PROPERLY, B-10, RM-7114 ROUTINE 10/15/13 NNMC-10 1 LOCKS

B4WML7 RECONNECT INTERCOM - BLDG 10, RMS 5165 & 5169 ROUTINE 10/21/13 NNMC-10 1 ELECTRICAL

B4WMLC AH-LIGHT OUT B-10 RM-6108 EAST ROUTINE 10/16/13 NNMC-10 1
B4WNXT DOOR HINGE BROKEN, B-10, RM-3545 3CENTER ROUTINE 10/23/13 NNMC-10 1 REPAIR

B4WNGP
RESECURE INTERCOMS / LIGHTS OUT - BLDG 10, 3RD, 
4TH, 5TH FLOORS

ROUTINE 10/22/13 NNMC-10 1 ELECTRICAL

B4WNXX CALL BELL LIGHTS, B-10 3RD FL. RM.3257  3ENTRER ROUTINE 10/23/13 NNMC-10 1 LABOR
B4WVK3 AH- STANDING WATER B-10 RM-ELEVATOR 8 ROUTINE 10/31/13 NNMC-10 1 PLUMBING

B4X79B
Glazing is 198", screws missing from center latching rod 
right lea B-10, DOOR# 6017

ROUTINE 11/6/13 NNMC-10 1 REPAIR

B4X3CZ MISSING DOOR KNOB - BLDG 10, RM 3162 ROUTINE 11/5/13 NNMC-10 1 LOCKS
B4X77P Gap at center exceeds 1/8". B-10, DOOR# 6140 ROUTINE 11/6/13 NNMC-10 1 REPAIR
B4XWR4 PATCH AND PAINT, B-10, RM-5141, 5CENTER ROUTINE 11/19/13 NNMC-10 1 FCA_PAINT
B4XWLY FLOOR TILE, B-10, RM 6127 ROUTINE 11/18/13 NNMC-10 1 REPAIR

B4XWM6 CEILING TILES, B-10, multiple floors ROUTINE 11/18/13 NNMC-10 1 REPAIR

B4XY7T DOOR LATCH BROKEN, B-10, RM5057 5CENTER ROUTINE 11/21/13 NNMC-10 1 REPAIR
B4Y4SB SIDEWALK LIGHTS OUT, BLDG 10 ROUTINE 11/25/13 NNMC-10 1 ELECTRICAL
B4Y3YW PAINT TOUCHUP TBI CLINIC - Bldg 10, 7E ROUTINE 11/22/13 NNMC-10 1 FCA_PAINT
B4Y949 PATCH & PAINT - BLDG 19, RM 6426 ROUTINE 11/26/13 NNMC-10 1 FCA_PAINT
B4YMZS No label on door, B-10, DOOR-6171 ROUTINE 12/4/13 NNMC-10 1 REPAIR
B4YN3F No label on door, B-10, DOOR-6C ROUTINE 12/4/13 NNMC-10 1 REPAIR
B4YMZ3 AH- CALL BELL SYSTEM DOWN - BLDG 10 RM - N/A ROUTINE 12/2/13 NNMC-10 1 ELECTRICAL
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B4YYWC PATCH & PAINT - BACK OF SOFA - BLDG 10, RM 5178 ROUTINE 12/11/13 NNMC-10 1 FCA_PAINT

B4YZ4X REPLACE DAMAGED CEILING TILE - BLDG 100, RM 103 ROUTINE 12/11/13 NNMC-100 1 STRUCTURAL

B4WNGM LIGHT OUT, B-100, RM-117, MRI ROUTINE 10/22/13 NNMC-100 1 ELECTRICAL

B4X74C LIGHTS OUT, B-100, RM 110 MRI SUITE ROUTINE 11/6/13 NNMC-100 1 ELECTRICAL
B4Y9NB REPLACEMENT BULBS B-100 RM-102 ROUTINE 11/27/13 NNMC-100 1 ELECTRICAL
B4VFDX REPLACE DRAWER, B-100, RM-116, MRI ROUTINE 9/24/13 NNMC-100 1 STRUCTURAL

B4WVNX AH- LOW OXYGEN B-100 RM-116 ROUTINE 11/1/13 NNMC-100 1

B4WLJ9
Loose, leaking faucet in kitchen - Building 17B, 2nd floor, 
suite 2B

ROUTINE 10/18/13 NNMC-17 1 PLUMBING

B4SLNB
SHOWERHEAD NOT WORKING PROPERLY B-17 RM-
WOMENS RESTROOM 1ST FLOOR

ROUTINE 8/19/13 NNMC-17 1 PLUMBING

B4W699
SHOWER HANDLE BROKEN B-17 FEMALE LOCKEROOM 
1ST FLOOR

ROUTINE 10/7/13 NNMC-17 1 PLUMBING

B4WM3J
SHOWER KNOB IS STRIPPED/ LIGHT OUT, B-17, FITNESS 
CENTER, WOMAN & MENS LOCKER

ROUTINE 10/21/13 NNMC-17 1 PLUMBING

B4WTC7 LIGHTS OUT, -B-17 RM-B051 NCIS ROUTINE 10/30/13 NNMC-17 1 ELECTRICAL
B4Z3G4 AH- HOSE BROKEN / SHOWER RING B-17 RM-B139 ROUTINE 12/11/13 NNMC-17 1 PLUMBING

B4VJPP
AH-HANDICAP SHOWER IS MISSING A HANDLE IN 
WOMENS LOCKER ROOM,NNMC-17, WOMENS LOCKER 
ROOM

ROUTINE 10/1/13 NNMC-17 1 PLUMBING

B4WHS4 LIGHTS OUT / CEILING TILE REPLACE, B-17, TRACK AREA ROUTINE 10/16/13 NNMC-17 1 ELECTRICAL

B4WNCS
BROKEN SHOWER HEAD - MENS LOCKER ROOM - 
FITNESS CENTER - 1ST FLOOR -  BLDG 17

ROUTINE 10/22/13 NNMC-17 1 PLUMBING

B4SNYB LIGHTS OUT B-17 FITNESS CENTER BY POOL ROUTINE 8/22/13 NNMC-17 1 ELECTRICAL
B4VNRJ LIGHTS OUT B-17B Suite 2C, over Cubicle #26 ROUTINE 10/4/13 NNMC-17 1 ELECTRICAL
B4W7B9 AH-TUBE LIGHT REPLACEMENT B-17 SUITE 1B ROUTINE 10/7/13 NNMC-17 1 ELECTRICAL

B4XVSK
REPLACE 2 FLUORESCENT BULBS - SHORT BULBS - BLDG 
17, HALLWAY OUTSIDE B124

ROUTINE 11/15/13 NNMC-17 1 ELECTRICAL

B4XV3J CEILING LIGHT OUT  - BLDG 17B, 1C, RM 1171 ROUTINE 11/14/13 NNMC-17 1 ELECTRICAL

B4WL46
FLUORESCENT LIGHTS OUT - PAY OFFICE - CUSTOMER 
SERVICE DEPT - BLDG 17A, RM 1002

ROUTINE 10/18/13 NNMC-17 1 ELECTRICAL

B4XW49
WINTERIZE WATER FEATURE - BLDG 17, DECK ON REAR 
OF BUILDING

ROUTINE 11/18/13 NNMC-17 1 PLUMBING

B4VJKJ
NO POWER TO 2 OUTLETS IN BREAK ROOM - BLDG 17B, 
4TH FLOOR

ROUTINE 10/2/13 NNMC-17 1 ELECTRICAL

B4YVCG Bldg 17 HVAC Deficiencies #5 ROUTINE 12/6/13 NNMC-17 1 HVAC
B4YVD3 HOT CALL, B-17, RM 1077 SUITE 1A ROUTINE 12/6/13 NNMC-17 1 HVAC
B4TNWF HOT CALL, B-17, RM-B135 ROUTINE 9/3/13 NNMC-17 1 HVAC
B4VJMV ADJUST THERMOSTAT - BLDG 17B ROUTINE 10/2/13 NNMC-17 1 HVAC
B4W79H Resolve HVAC deficiencies for Bldg 17 ROUTINE 10/8/13 NNMC-17 1 HVAC

B4WPZP
PA SYSTEM NOT WORKING - BLDG 17, SUITE 1D, 
FITNESS CENTER

ROUTINE 10/24/13 NNMC-17 1 ELECTRICAL

B4YMKN
HOT WATER NOT WORKING PROPERLY, B-17, MENS 
AND WOMENS LOCKER ROOM

ROUTINE 12/3/13 NNMC-17 1 PLUMBING

B4WTTS Resolve HVAC deficiencies for Bldg 17 ROUTINE 10/31/13 NNMC-17 1 HVAC

B4YBBY
SHOWER HEAD AND KNOB NOT WORKING, B-17, 
FITNESS CENTER MENS LOCKER ROOM

ROUTINE 12/2/13 NNMC-17 1
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B4YMYT
AH- DOOR NOT CLOSING - BLDG 17 - RM - MEN'S 
LOCKER ROOM

ROUTINE 12/2/13 NNMC-17 1

B4W634 REPLACE LIGHTS B-17A RM-2A ICHIP DEPT. ROUTINE 10/7/13 NNMC-17A 1 ELECTRICAL

B4WPXP MISSING CEILING TILE - BLDG 19, NEAR ROOM 4105 ROUTINE 10/24/13 NNMC-19 1 STRUCTURAL

B4WPVS
STAIRWELL DOOR WILL NOT CLOSE PROPERLY - BLDG 
19, DOOR STAIR 3-5

ROUTINE 10/24/13 NNMC-19 1 STRUCTURAL

B4WPX4 BROKEN DOOR MAGNET - BLDG 19, DOOR 4360 ROUTINE 10/24/13 NNMC-19 1 STRUCTURAL
B4WRLL BATHROOM WON'T LOCK - BLDG 19, RM 1459 ROUTINE 10/25/13 NNMC-19 1 STRUCTURAL

B4WTDW
DOOR HANDLE COMING OFF AND DOOR SLAMS- B-19 
2ND FL. RMS 2674 & 2434 INTERNAL MEDICINE

ROUTINE 10/30/13 NNMC-19 1 STRUCTURAL

B4YBLD DOOR LATCH, B-19, RM 3115 RHUEMATOLOGY ROUTINE 12/2/13 NNMC-19 1 STRUCTURAL
B4WV4Z AH- DOOR HANDLE CAME OFF B-19 RM-1459 ROUTINE 10/28/13 NNMC-19 1 STRUCTURAL
B4WVKR REPAIR TUNNEL DOORS BETWEEN BLDG 19 & 54 ROUTINE 11/1/13 NNMC-19 1 STRUCTURAL
B4X7FX DOOR MAINTENANCE - BLDG 19, RM 2045 ROUTINE 11/6/13 NNMC-19 1 STRUCTURAL
B4YNBN RESTORE EXHAUST FAN B-19 ROUTINE 12/4/13 NNMC-19 1 HVAC
B4WMG
W

SINK FAUCET MAKES SQUEALING NOISE - BLDG 19, RM 
2070

ROUTINE 10/21/13 NNMC-19 1 PLUMBING

B4WPV7
FIRE EXTINGUISHER BOX IN NEED OF REPAIR - WILL NOT 
CLOSE PROPERLY CAUSING HAZARD TO OCCUPANTS 
PASSING BY - BLDG 19, RM B119

ROUTINE 10/24/13 NNMC-19 1 FIRE EQUIPMENT

B4VJWJ
BKCT- LIGHTS OUT, B-19, FRONT DESK, PEDS SPECIALTY 
CLINIC

ROUTINE 10/2/13 NNMC-19 1 ELECTRICAL

B4W6CK
FAUCET HANDLE NOT WORKING PROPERLY, B-19, RM-
4165

ROUTINE 10/7/13 NNMC-19 1 PLUMBING

B4WTCH
LIGHTS OUT, -B-19, OUTSIDE OF ROOM 2418 INTERNAL 
MEDICINE

ROUTINE 10/30/13 NNMC-19 1 ELECTRICAL

B4X7VR
WHEN YOU TURN OFF THE WATER THE PIPES VIBRATE, 
B-19, RM-4006- ALLERGY CLINCI

ROUTINE 11/7/13 NNMC-19 1 PLUMBING

B4XVLK
DOOR SWITCH BROKE, B-19, RESTROOM RMS 1008 & 
1083

ROUTINE 11/14/13 NNMC-19 1 ELECTRICAL

B4YV39
FAUCET DRIPPING, B-19, DIRTY ROOM ACROSS FROM 
RM 3472 HEMATOLOGY

ROUTINE 12/6/13 NNMC-19 1 PLUMBING

B4WCPK LIGHTS OUT, B-19, RM-B144 RAD ONC ROUTINE 10/10/13 NNMC-19 1 ELECTRICAL

B4WD7W
lights relamp.B-19, BASEMENT, RM-Rm B040, MRI 
SCANNER ROOM

ROUTINE 10/11/13 NNMC-19 1 ELECTRICAL

B4WNCT TOILET LEAK, B-19, RM 4325 ROUTINE 10/22/13 NNMC-19 1 PLUMBING

B4XBC7
EYEWASH STATION, B-19, RM-1201 OUTPATIENT 
PHARMACY

ROUTINE 11/8/13 NNMC-19 1 PLUMBING

B4W7CV
3-4 FLUORESCENT LIGHTS BURNED OUT - BLDG 19, RM 
B152

ROUTINE 10/8/13 NNMC-19 1 ELECTRICAL

B4WT77
The following patient care Audio booths need lights 
replaced: BLDG 19, RMS 5411, 5420, 5510, 5511, 5522, 
5523

ROUTINE 10/30/13 NNMC-19 1 ELECTRICAL

B4VGBB -AH REPLACE LIGHTS B-19 RM-B043 ROUTINE 9/25/13 NNMC-19 1 ELECTRICAL

B4X3CH
The following patient care Audio booth needs light 
replaced: BLDG 19, RM 5422

ROUTINE 11/5/13 NNMC-19 1 ELECTRICAL

B4Y47Y
PATCH AND PAINT, BLDG 19, 6TH FLR, NEUROLOGY 
DEPARTMENT

ROUTINE 11/22/13 NNMC-19 1 FCA_PAINT

B4WSP3
Move outlet from right side of wall by the door to left 
side of room by sink for the refrigerator - Supports 
medical equipment - BLDG 19, RM 5519

ROUTINE 10/29/13 NNMC-19 1 ELECTRICAL
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B4Y9RL NO POWER TO OUTLET B-19 RM-4313 ROUTINE 11/27/13 NNMC-19 1 ELECTRICAL

B4W6VM COLD CALL, B-19, RM-6069, NEUROLOGY ROUTINE 10/8/13 NNMC-19 1 HVAC

B4VHYG COLD CALL, B-19, RM-3414, HEMATOLOGY ONCOLOGY ROUTINE 9/30/13 NNMC-19 1 HVAC

B4VJR3
AH-WATER TEMP TOO HOT - CAUSES MRI TO OVERHEAT 
- BLDG 19, RM B040

ROUTINE 10/1/13 NNMC-19 1 PLUMBING

B4W7FC COLD CALL - TOO COLD - BLDG 19, RM 6000 ROUTINE 10/8/13 NNMC-19 1 HVAC
B4WSH4 COLD CALL - NO HEAT - BLDG 19, RM 3607 ROUTINE 10/29/13 NNMC-19 1 HVAC
B4WVHS AH- COLD CALL B-19 RM-5402 ROUTINE 10/29/13 NNMC-19 1 HVAC
B4WVJ3 AH- COLD CALL B-19 RM-5402 ROUTINE 11/1/13 NNMC-19 1 HVAC
B4Y3W9 COLD CALL, B-19, RM- 3658 HEMATOLOGY ROUTINE 11/21/13 NNMC-19 1 HVAC
B4YBHD COLD CALL B-19 RM-2500 ROUTINE 12/2/13 NNMC-19 1 HVAC

B4VCFP
PATCH & PAINT B-19 RM- 4331, 4333, 4332A, 4313, 
4303  PEDIATRIC HEMATOLOGY ONCOLOGY

ROUTINE 9/20/13 NNMC-19 1 STRUCTURAL

B4TRNN
AH-NNMC-19,BAD DRAFT IN BASEMENT AROUND THE 
MACHANIC ROOM AREA IS CAUSING THE ELEVATOR TO 
MALFUNCTION AGAIN.

ROUTINE 8/30/13 NNMC-19 1

B4TSDN PATCH & PAINT- Building 19, Rm#4637 ROUTINE 9/5/13 NNMC-19 1 FCA_PAINT
B4SB9M PEST-ROACHES, BLDG 19, PICU, RM 3546 ROUTINE 8/9/13 NNMC-19 1

B4W7BC PATCH AND PAINT B-19, 3RD FL. RM 3156 PROSTATE ROUTINE 10/8/13 NNMC-19 1 FCA_PAINT

B4W6WG CYPHER LOCK NOT WORKING PROPERLY, B-19, RM-4111 ROUTINE 10/8/13 NNMC-19 1 REPAIR

B4WPHF AH- LOUD BUZZING B-19 RM-4506 ROUTINE 10/23/13 NNMC-19 1

B4WRT6
AH-INSTALL TOILET SEAT COVER HOLDERS, NNMC-19, 
RMS-3445,3447 AND 3408

ROUTINE 10/24/13 NNMC-19 1

B4WRTK AH-RESET CHILLERS, NNMC-19 ROUTINE 10/25/13 NNMC-19 1

B4WSWC SELFHELP-TOILET SEAT CAME OFF, B-19, RM-B109 ROUTINE 10/30/13 NNMC-19 1 LABOR

B4WT76
Move outlet from right side of wall by the door to left 
side of room by sink for the refrigerator - BLDG 19

ROUTINE 10/30/13 NNMC-19 1

B4WTPH AH- DOOR NOT LOCKING B-19 RM-1459 ROUTINE 10/27/13 NNMC-19 1
B4WTPR AH- PATCH & PAINT B-19 RM-4113 ROUTINE 10/27/13 NNMC-19 1
B4XRLG LOW WATER PRESSURE, BLDG 19, COFFEE SHOP ROUTINE 11/13/13 NNMC-19 1 PLUMBING
B4XRM3 HOT CALL, BLDG 19, RM 3232, PROSTATE CLINIC ROUTINE 11/13/13 NNMC-19 1 HVAC
B4XRMJ COLD CALL, BLDG 19, RM 3349, BREAST CLINIC ROUTINE 11/13/13 NNMC-19 1 HVAC

B4XWCR
DOOR LOCK HARD TO OPEN, B-19, RM 4509, CHILD 
PSYCHIATRY

ROUTINE 11/18/13 NNMC-19 1

B4XWD6
PATCH & PAINT - AFTER REMOVAL OF BLOOD PRESSURE 
CUFF - BLDG 19, RM 3468

ROUTINE 11/18/13 NNMC-19 1 FCA_PAINT

B4SSRM
EMCOR MECHANICAL AND ELECTRICAL ASSISTANCE - 
GENERATOR TEST - BLDGS 19 & 63

ROUTINE 8/26/13 NNMC-19 1 ELECTRICAL

B4TNZD
DOUBLE DOOR NOT OPENNING PROPERLY, B-19, MAIN 
DOOR ORTHOPEDICS

ROUTINE 9/3/13 NNMC-19 1 REPAIR

B4TZPN
MAGANETIC STRIP NOT WORKING, B-19, RM-3N12-30, 
GYN ONCOLOGY

ROUTINE 9/13/13 NNMC-19 1 REPAIR

B4WCBY
HANDICAP BUTTON NOT WORKING & HOT WATER 
HANDLE HARD TO TURN OFF B-19, RMS 1083 & 1026

ROUTINE 10/9/13 NNMC-19 1
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B4WHWV PATCH & PAINT, B-19, RM-6305 FRONT DESK ROUTINE 10/16/13 NNMC-19 1 FCA_PAINT

B4WHMJ NO POWER TO OUTLET - BLDG 19, 1ST FLOOR GYM ROUTINE 10/16/13 NNMC-19 1 ELECTRICAL

B4WMNJ LOUD BUZZING IN OFFICE - FAN? - BLDG 19, RM 4506 ROUTINE 10/21/13 NNMC-19 1 ELECTRICAL

B4WV6G AH- KEYPAD NOT WORKING B-19 RM-1034 ROUTINE 10/28/13 NNMC-19 1 LOCKS
B4WVGK DOOR LOCK COMING OFF B-19 RM-3105 ROUTINE 11/1/13 NNMC-19 1 STRUCTURAL

B4XWTK
DOOR KNOB BROKEN OFF, B-19, RM-2660 INTERNAL 
MEDICINE

ROUTINE 11/19/13 NNMC-19 1 REPAIR

B4WP69 DOORS, B-2, RM 2616 & STAIRWELL 2B2 ROUTINE 10/23/13 NNMC-2 1 STRUCTURAL

B4Y9YB
AH-EXHAUST FAN TURNS OFF B-2 RM-MAINSTREET 
CAFE

ROUTINE 11/25/13 NNMC-2 1 HVAC

B4WT3B LIGHTS OUT, B-2, MEMORIAL AUTORIUM ROUTINE 10/30/13 NNMC-2 1 ELECTRICAL
B4WLH6 REPLACE EYE WASH STATION B-2 RM-2336 ROUTINE 10/18/13 NNMC-2 1 PLUMBING

B4VFDF
REPLACE FLUORESCENT LIGHT BULB - BLDG 2, DRY 
DOCK, RM 1417

ROUTINE 9/24/13 NNMC-2 1 ELECTRICAL

B4WM69 AH-LIGHTS OUT B-2 RM-2413 & 2325 ROUTINE 10/15/13 NNMC-2 1 ELECTRICAL
B4YBNM SEWER LINE BACK UP B-2 RM-1193 & 1198 ROUTINE 12/2/13 NNMC-2 1 PLUMBING

B4XWWB
Leak from Medium pressure steam line / Sewer pipe 
leak - bldg 2 , B-22 (mechanical room in basement level)

ROUTINE 11/19/13 NNMC-2 1 PLUMBING

B4WC36
DOOR CLOSURE BROKEN, BETWEEN B-2 & 4, LIBRITY 
ZONE

ROUTINE 10/9/13 NNMC-2 1 REPAIR

B4WDXR AH-DEADBOLT STUCK B-2 RM-1432 ROUTINE 10/9/13 NNMC-2 1 LOCKS
B4WLHF Locks- METU ROUTINE 10/18/13 NNMC-2 1 LOCKS
B4YTPT REPLACE BAFFELS B-2 OUTSIDE GREASE TRAPS ROUTINE 12/5/13 NNMC-2 1 PLUMBING

B4WTK7
LIGHTS OUT, B-241, THROUGHT OUT THE BUILDING 
AND OUTSIDE

ROUTINE 10/31/13 NNMC-241 1 ELECTRICAL

B4TYJD LIGHTS OUT B-241 RM-032 ROUTINE 9/11/13 NNMC-241 1 ELECTRICAL

B4WDW9 AH- HANDLE MISSING B-3 STAIRWELL ROUTINE 10/10/13 NNMC-3 1 STRUCTURAL

B4WP7N REPAIR DOORS- B-3, RMS 3046 STAIRWELL 3B & 4025 ROUTINE 10/23/13 NNMC-3 1 STRUCTURAL

B4XY4G
WATER FOUNTAIN, B-3, RM-1020 NEXT TO 
COMMUTERS LOCKER ROOM

ROUTINE 11/21/13 NNMC-3 1 PLUMBING

B4YBDM LIGHT OUT B-3 RM-1042 & 1042A ROUTINE 12/2/13 NNMC-3 1 ELECTRICAL

B4WP9S
LIGHT FIXTURE NOT WORKING, B-3, RM 3053 
EDUCATION OFFICE

ROUTINE 10/23/13 NNMC-3 1 ELECTRICAL

B4V46H
HOT CALL - AC BLOWING HOT AIR - OUTPATIENT 
RECORDS - BLDG 3, RM 1051 AND OTHER NEARBY 
ROOMS

ROUTINE 9/17/13 NNMC-3 1 HVAC

B4VNKM TOO COLD - BLDG 3, RM 1053 ROUTINE 10/4/13 NNMC-3 1 HVAC
B4XV69 LIGHTS OUT, B-4, RM 4173 ROUTINE 11/14/13 NNMC-4 1 ELECTRICAL

B4WT97
DOOR WON'T LOCK INTO DOOR JAMB - LOOSE SCREWS - 
BLDG 4, RM 4193

ROUTINE 10/30/13 NNMC-4 1 LOCKS

B4WL99 DOOR HANDLE LOOSE B-5 RM-4015 ROUTINE 10/18/13 NNMC-5 1 STRUCTURAL
B4WP7Z CEILING TILES- B-5, RM 4049 ROUTINE 10/23/13 NNMC-5 1 PLUMBING

B4WPPS
LIGHTS OUT - 4 LIGHT PODS - FLUORESCENTS - BLDG 5, 
RM 1015

ROUTINE 10/24/13 NNMC-5 1 ELECTRICAL

B4WDJM
(REWORK) COLD CALL B-5 RM-RM-4022 NEXT TO RM 
4023

ROUTINE 10/15/13 NNMC-5 1 HVAC
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B4WHXR
COLD CALL - REDUCE AIRFLOW - BLDG 5, FLOORS 3 AND 
4

ROUTINE 10/16/13 NNMC-5 1 HVAC

B4WKSJ PATCH & PAINT B-5 RM-1015 ROUTINE 10/17/13 NNMC-5 1 STRUCTURAL
B4W6TG PATCH & PAINT - BLDG 5 - HALLWAY NEAR 2016 ROUTINE 10/8/13 NNMC-5 1 FCA_PAINT

B4WC9K
DOOR HANDLE HAS FALLEN OFF - REPAIR / REPLACE - 
BLDG 5, IN/NEAR RM 1002 - STAIRWAY

ROUTINE 10/9/13 NNMC-5 1 LOCKS

B4XBH3
Hydraulic door closers - north and south elevator 
lobbies - BLDG 55

ROUTINE 11/8/13 NNMC-54 1 STRUCTURAL

B4XBGD Clogged floor drain - Parking space #94 - BLDG 55 ROUTINE 11/8/13 NNMC-54 1 PLUMBING

B4WRCZ
Replace filters  now accessible after construction - BLDG 
14, Rooftop AHU

ROUTINE 10/24/13 NNMC-54 1 HVAC

B4XBJN LIGHT OUT IN CUBICLE NEAR D227, BLDG 54 ROUTINE 11/8/13 NNMC-54 1 ELECTRICAL
B4STN9 LIGHTS OUT B-54 ROUTINE 8/28/13 NNMC-54 1 ELECTRICAL

B4TP7V
Light Out,BLDG 54 Shipping & Receiving Light Out (See 
James Booker for Location).

ROUTINE 9/3/13 NNMC-54 1 ELECTRICAL

B4WPYP LIGHTS OUT - BLDG 54 - 5TH FLOOR ROUTINE 10/24/13 NNMC-54 1 ELECTRICAL

B4XBG7
Replace ALL fluorescent tubes in the stairwell lighting - 
BLDG 55

ROUTINE 11/8/13 NNMC-54 1 ELECTRICAL

B4VFJS
REPLACE BULBS B-54 YELLOW STAIRWELL 1ST AND 2ND 
FLOOR

ROUTINE 9/24/13 NNMC-54 1 ELECTRICAL

B4XBCX
Replace ALL fluorescent tubes in the stairwell lighting - 
BLDG 54

ROUTINE 11/8/13 NNMC-54 1 ELECTRICAL

B4W6CG REPAIR LOCK B-54 LOADING DOCK RECEIVING AREA ROUTINE 10/7/13 NNMC-54 1 LOCKS

B4WN9X
(REWORK) Replace burned out light bulbs - Bldg 54 
south elevator lobby 5th level

ROUTINE 10/22/13 NNMC-54 1 ELECTRICAL

B4VFTS
VENTILATION NOT WORKING PROPERLY, B-54, RMS- 
127, 128 & 131, WAREHOUSE

ROUTINE 9/25/13 NNMC-54 1 HVAC

B4XTZS
BROKEN DOOR HANDLE - USED AS DOOR STOP - 
POSSIBLE TRIP HAZARD - BLDG 54, 5TH FLOOR PARKING 
GARAGE

ROUTINE 11/14/13 NNMC-54 1 LOCKS

B4VGNN
MULTIPLE LIGHTS OUT B-54 RM-D212 & BLOOD BANK 
001

ROUTINE 9/26/13 NNMC-54 1

B4WS9W
REPLACE LEAKING NIPPLE ON OVERHEAD UNIT HEATER - 
BLDG 54, LOADING DOCK, ABOVE DOOR 8

ROUTINE 10/29/13 NNMC-54 1 HVAC

B4WSGP
REPAIR OVERHEAD BEAM B-54 WAREHOUSE NEAR 
HAZARDOUS AREA

ROUTINE 10/29/13 NNMC-54 1 STRUCTURAL

B4VBND HYDRANT LEAKING B-55 LOADING DOCK ROUTINE 9/19/13 NNMC-55 1 PLUMBING

B4WKMP OUTSIDE LIGHT FLICKERING B-55 RM-C-190-B ROUTINE 10/17/13 NNMC-55 1 ELECTRICAL

B4WRHM
WATER VALVE LEAKING / CLEAN COIL / REMOUNT PIPE - 
BLDG 55

ROUTINE 10/25/13 NNMC-55 1 PLUMBING

B4VGXR
LOADING DOCK PAINIC BAR FALLING OFF B-55 RM-C-
186B

ROUTINE 9/27/13 NNMC-55 1 REPAIR

B4VNNX STALL DOOR BROKEN B-6 RM-4185 ROUTINE 10/4/13 NNMC-6 1 STRUCTURAL

B4WP9B
FIRE DOOR LATCHING MECHANISM BROKE, B-6, 3rd 
Floor Stairwell DOOR# 3191

ROUTINE 10/23/13 NNMC-6 1 STRUCTURAL

B4YMFR AH- OUTLETS NOT WORKING B-6 RM-2282 ROUTINE 11/29/13 NNMC-6 1
B4W73Z # 2 PUMP SEALS ARE LEAKING, B-63, RM-1003 ROUTINE 10/8/13 NNMC-63 1 PLUMBING
B4Z3J6 AH- POWER OUTAGE B-63 GUARD SHACK ROUTINE 12/13/13 NNMC-63 1 ELECTRICAL
B4YB7T AH- SIGN HANGING B-63 FRONT ENTRANCE ROUTINE 11/24/13 NNMC-63 1 STRUCTURAL
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B4Y9MG
REPLACE CEILING TILES & CLOSE PENETRATIONS B-7 RM-
6325, 6326, & 1453

ROUTINE 11/27/13 NNMC-7 1 STRUCTURAL

B4XB77
AH-Room #3107, fan coil unit, Pneumatic tube capped 
off. PM #651315. NNMC-7,RM 3107

ROUTINE 10/29/13 NNMC-7 1 HVAC

B4W64B BATHROOM DOOR LOCKED B-7 RM-3151 ROUTINE 10/7/13 NNMC-7 1 STRUCTURAL
B4XVM9 DOOR IS HARD TO CLOSE - BLDG 7, RM 5334 ROUTINE 11/15/13 NNMC-7 1 STRUCTURAL

B4YBJG DOOR NOT LATCHING, B-7, RM- 1330 infectious disease ROUTINE 12/2/13 NNMC-7 1 STRUCTURAL

B4VJPS
AH-DOOR SPRING TO TIGHT, PATIENT HAVE CARPEL 
TUNNEL SURGERY B-7 RM 6341

ROUTINE 10/1/13 NNMC-7 1 STRUCTURAL

B4WPBG DOOR loose or broken closure, B-7, Door 6136B ROUTINE 10/23/13 NNMC-7 1 STRUCTURAL
B4Y9MP FIRE DOOR NOT LATCHING TIGHTLY B-7 RM-5310 ROUTINE 11/27/13 NNMC-7 1 STRUCTURAL

B4XB4F
AH-Room #6326, fan coil unit, actuator valve broken. 
PM #651204. NNMC-7, RMRM 6326

ROUTINE 10/29/13 NNMC-7 1 HVAC

B4WCNR REPLACE ENTIRE BROKEN FAUCET - BLDG 7, RM 4133 ROUTINE 10/10/13 NNMC-7 1 PLUMBING

B4WM9X HALF ROOM HAVE NO POWER, B-7, RM6007 ROUTINE 10/21/13 NNMC-7 1 ELECTRICAL

B4WPSR LIGHTS OUT, B-7, RM-1469F ROUTINE 10/24/13 NNMC-7 1 ELECTRICAL
B4VGWL NO HOT WATER, B-7, 6TH FL, RM-6338 ROUTINE 9/27/13 NNMC-7 1 PLUMBING
B4WCRC LIGHTS OUT, B-7 RM3118 OUTPATIENT NUTRITION ROUTINE 10/10/13 NNMC-7 1 ELECTRICAL
B4WP4C TOILET WILL NOT FLUSH, B-7, RM-3136 ROUTINE 10/23/13 NNMC-7 1 PLUMBING
B4S4W7 LIGHT BULB REPLACE B-7 RM-5311 ROUTINE 8/5/13 NNMC-7 1 ELECTRICAL
B4X7B3 4 OF 5 LIGHTS OUT - BLDG 7, RM 5319 ROUTINE 11/6/13 NNMC-7 1 ELECTRICAL

B4Y9MZ
The power outlet does not work - executive medicine 
clinic - BLDG 7, RM 1500

ROUTINE 11/27/13 NNMC-7 1 ELECTRICAL

B4W74M COLD CALL - TURN OFF COLD AIR - BLDG 7, RM 3100 ROUTINE 10/8/13 NNMC-7 1 HVAC

B4XXGS
HOT CALL, Building #7, 2nd floor Occupational Health 
Clinic

ROUTINE 11/20/13 NNMC-7 1 HVAC

B4XB7C
AH-ROOM TEMPERATURE IS TO HOT FOR EQUIPMENT.- 
nnmc-51-1112

ROUTINE 10/29/13 NNMC-7 1 HVAC

B4XWXT COLD CALL, B-7, RM-4118 ADDICTION TREATMENT ROUTINE 11/19/13 NNMC-7 1 HVAC

B4WRTW
AH-NEED WINDOW LOCKED. LETTING IN COLD AIR. 
OFFICE IS FREEZING, NNMC-7, 3130

ROUTINE 10/24/13 NNMC-7 1 STRUCTURAL

B4WR4J AH- LIGHTS OUT B-7 RM-1325 ROUTINE 10/22/13 NNMC-7 1

B4WRTR
AH-CLINIC FRONT DOOR HANDLE BROKEN.NNMC-7 RM 
4100

ROUTINE 10/24/13 NNMC-7 1

B4Y4C9
DOOR WON'T LOCK - LOCK INSTALLED BACKWARD - 
BLDG 7, RM 1434

ROUTINE 11/22/13 NNMC-7 1 LOCKS

B4TNW6
KEY KEEP GETTING STUCK WORKING PROPERLY, B-7, RM-
3116

ROUTINE 9/3/13 NNMC-7 1 LOCKS

B4VGRC REPLACE GENERATOR BATTERIES B-7 ROUTINE 9/26/13 NNMC-7 1 ELECTRICAL

B4WPH4
doors will not close or latch properly & roof door will 
not latch, B-8, MECH ROOM AND South Stairwell Roof 
Door

ROUTINE 10/23/13 NNMC-8 1 STRUCTURAL

B4X734
WWP-CYPHER LOCK INOPERABLE B-8 RMS 
1324,1317,1315

ROUTINE 10/29/13 NNMC-8 1 STRUCTURAL

B4WNLX
LIGHTS OUT, building 8, 3rd floor, room 3170 Warrior 
Clinic

ROUTINE 10/22/13 NNMC-8 1 ELECTRICAL

B4WPGW Light falling off wall, B-8, Stair SB ROUTINE 10/23/13 NNMC-8 1 ELECTRICAL
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B4WL3W Leaking faucet - exam room - Bldg 8, RM 3142 ROUTINE 10/18/13 NNMC-8 1 PLUMBING
B4WV7P AH -EYE WASH STATION INOP B-8 1317 ROUTINE 10/28/13 NNMC-8 1 PLUMBING

B4WM6F
AUTO SENSOR TO SINK NOT WORKING - BOTH HOT AND 
COLD - BLDG 8, RM 4155

ROUTINE 10/21/13 NNMC-8 1 PLUMBING

B4X6ZP AH-LIGHT OUT B-8 RM-1715 ROUTINE 10/29/13 NNMC-8 1 ELECTRICAL

B4W7DZ
FLUORESCENT LIGHT OUT - OPTHOMOLOGY - BLDG 8, 
RM 1307

ROUTINE 10/8/13 NNMC-8 1 ELECTRICAL

B4XVWY
REPLACE LIGHT COVER WITH NEW ONE - BLDG 8, RM 
5132

ROUTINE 11/15/13 NNMC-8 1 ELECTRICAL

B4WL9T
Remove wall electrical cable (whip) cord from wooden 
desk set on the back wall of the office - Warrior Clinic - 
Bldg 8, Room: 3137

ROUTINE 10/18/13 NNMC-8 1 ELECTRICAL

B4VDF7 PATCH & PAINT B-8 RM-3163 ROUTINE 9/23/13 NNMC-8 1 STRUCTURAL

B4WSK3
REWORK - COLD AND GETTING COLDER - MEDICAL 
READINESS - BLDG 8, RM 2179 AND 2220

ROUTINE 10/29/13 NNMC-8 1 HVAC

B4XVNZ
REPAIR SOURCE OF CEILING LEAK - REPLACE DAMAGED 
TILES - Building 8, room 6106

ROUTINE 11/15/13 NNMC-8 1 STRUCTURAL

B4YMR4 COLD CALL, B-8, RM 4125 PCLS ROUTINE 12/3/13 NNMC-8 1 HVAC
B4WCLR COLD CALL, B-8, 6TH FL. RM-6113 ROUTINE 10/10/13 NNMC-8 1 HVAC
B4WBVH COLD CALL - TOO COLD - BLDG 8, RM 5107 ROUTINE 10/9/13 NNMC-8 1 HVAC
B4XXTD PM Deficiencies, B-8, Room # Penthouse ROUTINE 11/21/13 NNMC-8 1 HVAC

B4W6ST
NO VENTILATION IN C HALLWAY - OPTHOMOLOGY - 
BLDG 8

ROUTINE 10/8/13 NNMC-8 1 HVAC

B4X6ZX WWP-PATCH & PAINT B-8 RMS 3132, 3162 ROUTINE 10/29/13 NNMC-8 1 STRUCTURAL

B4X6ZY
WWP-PATCH & PAINT B-8 RMS 1743, 1744, 1755, 1749 
& 1745

ROUTINE 10/29/13 NNMC-8 1 STRUCTURAL

B4WPHV
Thermostat falling off wall & Wall outlet , B-8, RMS 1227 
& 1290

ROUTINE 10/23/13 NNMC-8 1

B4WTKW DOOR NOT CLOSING, B-8, STAIRWELL 8-A-3 3RD FL. ROUTINE 10/31/13 NNMC-8 1 REPAIR

B4WTDS DOOR FRAME- B-8 DOOR# 1798 OPTOMATRYE, ROUTINE 10/30/13 NNMC-8 1 REPAIR
B4X733 WWP-LIGHT COVER BROKEN B-8 RM-1258 ROUTINE 10/29/13 NNMC-8 1 ELECTRICAL

B4XVFN
Patch and paint RMS 3132, and 3138, WARRIOR CLINIC, 
BLSG 8

ROUTINE 11/14/13 NNMC-8 1 FCA_PAINT

B4VFMM WIND STRIP, B-8, GARDEN OF PEACE DOORS. ROUTINE 9/24/13 NNMC-8 1 REPAIR

B4WD99
DOOR HANDLE CAME COMPLETELY OFF, B-8DOOR# 
1329B by chaple office

ROUTINE 10/11/13 NNMC-8 1 REPAIR

B4WNHC PATCH & PAINT - BLDG 8,  RM 3162 ROUTINE 10/22/13 NNMC-8 1 FCA_PAINT

B4WTXY SELFHELP - MOUNT KIOSK TO DESK B-8 RM-1726 ROUTINE 10/31/13 NNMC-8 1 LABOR
B4XXSZ PM Deficiencies, B-8, Room #2245 ROUTINE 11/21/13 NNMC-8 1 REPAIR
B4Y9TZ MORGUE ALARM B-9 BASEMENT RM-0268 ROUTINE 11/27/13 NNMC-9 1 ELECTRICAL

B4XWX7 REPLACE CEILING TILES - UROLOGY - BLDG 9, RM 2749 ROUTINE 11/19/13 NNMC-9 1 STRUCTURAL

B4WKKX
OUTLET FOR REFRIGERATOR NOT WORKING B-9 RM-
3529

ROUTINE 10/17/13 NNMC-9 1 ELECTRICAL

B4VHWN DOOR SLAMS B-9 RM-2280 OB CLINIC ROUTINE 9/30/13 NNMC-9 1 STRUCTURAL

B4WPP7
Open Juncton boxes in Elevator & fire door broke won't 
latch , B-9,RMS 4204 & 4205

ROUTINE 10/24/13 NNMC-9 1 STRUCTURAL
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B4WRHS
OPEN JUNCTION BOXES / ROOF DOOR DOES NOT LATCH 
PROPERLY - BLDG 9

ROUTINE 10/25/13 NNMC-9 1 STRUCTURAL

B4XTZD DOOR DRAGGING ON BOTTOM - BLDG 9, RM 1964 ROUTINE 11/14/13 NNMC-9 1 STRUCTURAL

B4TZP7
DOOR NOT WORKING, B-9, RM-3100A, MAIN 
OPERATING ROOM

ROUTINE 9/13/13 NNMC-9 1 STRUCTURAL

B4V4CP -AH NEED MAGNET BEHIND FIRE DOOR. B-9 RM-3666 ROUTINE 9/17/13 NNMC-9 1 STRUCTURAL

B4VG3G
OIL LEAKING FROM DOOR CLOSER - BLDG 9, 2388 / 
LOOSE DOOR LOCK - BLDG 9, 2449

ROUTINE 9/25/13 NNMC-9 1 STRUCTURAL

B4VGNT
DOOR WON'T COMPLETELY SHUT - BOLT MISALIGNED 
WITH JAMB - BLDG 9, RM 2786

ROUTINE 9/26/13 NNMC-9 1 STRUCTURAL

B4VJNP CABINET DOORS FELL OFF B-9 RM-3123 ROUTINE 10/2/13 NNMC-9 1 STRUCTURAL
B4WM6Z AH-DOOR JAMMING B-9 RM-GYN CLINIC ROUTINE 10/15/13 NNMC-9 1 STRUCTURAL
B4WVBH DOOR STOPPER BROKEN B-9 RM-0711 BASEMENT ROUTINE 11/1/13 NNMC-9 1 STRUCTURAL
B4YMFW WWP- DOOR OFF HINGES B-9 RM-2201 ROUTINE 11/29/13 NNMC-9 1 STRUCTURAL

B4YN93
Stairway E- Exit door bows outward, B-9, BASEMENT 
STAIRWAY E

ROUTINE 12/4/13 NNMC-9 1 STRUCTURAL

B4YTCP
Door across from Door# 0503 improper hardware, B-9, 
BASEMENT DOOR ACROSS FROM ROOM 0503

ROUTINE 12/5/13 NNMC-9 1 STRUCTURAL

B4YTD7
rated door 1448, not closing and latching, B-9, 1ST 
FLOOR SASTRO, RATED DOOR 1448

ROUTINE 12/5/13 NNMC-9 1 STRUCTURAL

B4S6DD
EMCOR ASSISTANCE - Building 9, Third Floor, East Side, 
MER 3200

ROUTINE 8/6/13 NNMC-9 1 ELECTRICAL

B4VJRC

AH-RESTORE PROPER OPERATION OF EXHAUST FAN #2A 
( BSL-3-LAB ). FAN HAS TO RUN CONSTANTLY (1ST 
NUMBER OF LEADS LAG). NOW FAN IS OFF AND 
ALARMING. IMPOSS

ROUTINE 10/1/13 NNMC-9 1 HVAC

B4VJL4
WATER SENSOR IN SINK NOT WORKING - ONLY WORKS 
BY SENSORS - BLDG 9, RM 0774

ROUTINE 10/2/13 NNMC-9 1 PLUMBING

B4W76L LEAKY FAUCET - MIDDLE STATION - BLDG 9, RM 0268 ROUTINE 10/8/13 NNMC-9 1 PLUMBING

B4VG3D HOT WATER HANDLE BROKEN - BLDG 9, RM 2346 ROUTINE 9/25/13 NNMC-9 1 PLUMBING
B4YNK4 LEAKY FAUCET - PACU - BLDG 9, RM 3026 ROUTINE 12/4/13 NNMC-9 1 PLUMBING

B4WRDB
FIRE EXTINGUISHER DOOR WON'T CLOSE PROPERLY - 
KEY MECHANISM NOT WORKING - BLDG 9, NEXT TO 
ROOM 2827

ROUTINE 10/24/13 NNMC-9 1 FIRE EQUIPMENT

B4WKLH NO HOT WATER B-9 PICU RM-3549 ROUTINE 10/17/13 NNMC-9 1 PLUMBING
B4WPP3 CEILING TILES, B-9, OUTSIDE ROOM 1807 & 2982 ROUTINE 10/24/13 NNMC-9 1 PLUMBING
B4WRLT LIGHT OUT, B-9 1ST FL. RM 1212 JANITOR CLOSET ROUTINE 10/25/13 NNMC-9 1 ELECTRICAL
B4WSZS LIGHTS OUT, B-9 RM 1318 GI ROUTINE 10/30/13 NNMC-9 1 ELECTRICAL
B4WTDX LIGHTS OUT, B-9 BASEMENT RM0784 PATHOLOGY ROUTINE 10/30/13 NNMC-9 1 ELECTRICAL

B4XVK4
exit sign is hanging by wire,bldg 9, 3rd floor corridor, by 
door #3353 in vicinity of Main ORs

ROUTINE 11/14/13 NNMC-9 1 ELECTRICAL

B4XWCC
LIGHT OUT / DOOR HANDLE BROKEN, B-9, RM-3026 
PACU

ROUTINE 11/18/13 NNMC-9 1 ELECTRICAL

B4XWGJ LIGHT OUT, B-9, RM-2347 GYN ROUTINE 11/18/13 NNMC-9 1 ELECTRICAL

B4YMKH
NEED WHIP TO REMOVED FROM CUBICLE, B-9, 
PHARMACY

ROUTINE 12/3/13 NNMC-9 1 ELECTRICAL

B4TNWS
OUTLET NOT WORKING, B-9, RM-0380, NUTRITION 
CARE

ROUTINE 9/3/13 NNMC-9 1 ELECTRICAL

B4WCHX
BKLG - HALLWAY LIGHTS OUT B-9 HALLWAY RM - NEAR 
2524 AND 2389 FACIAL SURGERY

ROUTINE 10/10/13 NNMC-9 1 ELECTRICAL
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B4X79J
LIGHT SENSOR NOT WORKING PROPERLY, B-9, RM 3129- 
MAIN OPERATING ROOM

ROUTINE 11/6/13 NNMC-9 1 ELECTRICAL

B4YNJ9
(4) SINKS NOT WORKING, Building #9, 1rst floor, Men’s 
restroom #1677

ROUTINE 12/4/13 NNMC-9 1 PLUMBING

B4WKYN AH-REPAIR FLOOR B-9 RM-3505 ROUTINE 10/12/13 NNMC-9 1 STRUCTURAL

B4VCHT
CRACKED FLOOR TILES – CONNECTOR BETWEEN BLDGS 
10A AND 9

ROUTINE 9/20/13 NNMC-9 1 STRUCTURAL

B4VJP3
AH-FLOOR STRIPS MISSING FROM DOORWAYS B-9 
DOOR # 0711A. RESTORE TO PROPER OPERATION. ALSO 
RM 0791B

ROUTINE 10/1/13 NNMC-9 1 STRUCTURAL

B4WMKX AH-REPAIR FLOOR B-9 RM-3593 ROUTINE 10/16/13 NNMC-9 1 STRUCTURAL

B4VGGM
CAP GAS OUTLET - NOT USED - PREVIOUSLY DENTAL LAB 
- BLDG 9, RM 2516

ROUTINE 9/26/13 NNMC-9 1 UTILITY SYSTEMS

B4WBNC
LOW PRESSURE EYEWASH STATION - CUTS OFF AFTER 2 
MINUTES - TESTS EVERY MONDAY - HOT WATER ONLY - 
WHOLE AREA ONLY HAS HOT WATER - BLDG 9, RM 1705

ROUTINE 10/9/13 NNMC-9 1 PLUMBING

B4WLHG
DISCONNECT WATER PURIFICATION SYSTEM - BIOMED 
WILL REMOVE - BLDG 9, RM 0739

ROUTINE 10/18/13 NNMC-9 1 PLUMBING

B4Y9ML RESTORE EXIT SIGN LIGHT B-9 OUTSIDE RM-1224 ROUTINE 11/27/13 NNMC-9 1
FIRE 

PROTECTION
B4VCZW REPLACE 4 FLUORESCENT BULBS - BLDG 9, RM 0756 ROUTINE 9/23/13 NNMC-9 1 ELECTRICAL
B4W6VS LIGHTS OUT B-9 RM 2721A, 2742 ROUTINE 10/8/13 NNMC-9 1 ELECTRICAL

B4W6W3
BKLG - HALLWAY LIGHTS OUT B-9 RM - NEAR 2743, 
NEAR 2743

ROUTINE 10/8/13 NNMC-9 1 ELECTRICAL

B4W6XW LIGHTS BURNT OUT - BLDG 9, RM 1239 ROUTINE 10/8/13 NNMC-9 1 ELECTRICAL

B4WDZJ LIGHT OUT B-9 STAIRWELL 1E BASEMENT ROUTINE 10/15/13 NNMC-9 1 ELECTRICAL

B4WMDC
CALL BELL LIGHT WILL NOT TURN OFF - PACU - BLDG 9, 
RM 3026

ROUTINE 10/21/13 NNMC-9 1 ELECTRICAL

B4WPYS NO LIGHTS IN CLOSET B-9 RM-1676 ROUTINE 10/24/13 NNMC-9 1 ELECTRICAL
B4WRNJ LIGHT OUT - BLDG 9, RM 3009 ROUTINE 10/25/13 NNMC-9 1 ELECTRICAL

B4WR7F
5 LIGHTS OUT - BLDG 9, RM 0819, 0703, 0702, 0800, 
0711

ROUTINE 10/24/13 NNMC-9 1 ELECTRICAL

B4Y9Y3
AH- REPLACE LIGHTS B-9 RM-HALLWAY E, 1208, 
HALLWAY C: ROOM1260

ROUTINE 11/22/13 NNMC-9 1 ELECTRICAL

B4VCBN LIGHTS OUT B-9 RM-3362 ROUTINE 9/20/13 NNMC-9 1 ELECTRICAL

B4WHSX AH-BKLG - HALLWAY LIGHTS OUT B-9 NEAR 2524 & 2389 ROUTINE 10/10/13 NNMC-9 1 ELECTRICAL

B4WMMZ REPLACE LIGHTS B-9 RM-3009 ROUTINE 10/21/13 NNMC-9 1 ELECTRICAL

B4WSBR 3 INCANDECENTS LIGHTS OUT - BLDG 9, RM 3106 ROUTINE 10/29/13 NNMC-9 1 ELECTRICAL
B4WVNT AH- LIGHTS NOT WORKING B-9 RM-3107A ROUTINE 11/1/13 NNMC-9 1 ELECTRICAL
B4WVK6 AH- LIGHT OUT B-9 RM-3700 ROUTINE 10/31/13 NNMC-9 1 ELECTRICAL
B4X37L REPLACE BURNED OUT LIGHT B-9 RM-1592 ROUTINE 11/5/13 NNMC-9 1 ELECTRICAL

B4WPYW NO POWER B-9 RM-2351 ROUTINE 10/24/13 NNMC-9 1 ELECTRICAL

B4Y44H
OUTLET NOT WORKING PROPERLY - GOES OUT WHEN 
TOUCHED - PULMONARY - BLDG 9, RM 1684

ROUTINE 11/22/13 NNMC-9 1 ELECTRICAL

B4W6BF
EYE WASH STATION NOT WORKING PROPERLY, B-9, 
BASEMENT RM 0829 LAB

ROUTINE 10/7/13 NNMC-9 1 PLUMBING
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B4W6DR LOCK NOT WORKING B-9 RM-0210 BASEMENT ROUTINE 10/7/13 NNMC-9 1 LOCKS
B4WDZH (REWORK) REPAIR FIRE DOOR B-9 STAIRWELL 1E ROUTINE 10/15/13 NNMC-9 1 STRUCTURAL

B4WM7V COLD CALL - TOO COLD - GALLEY, BLDG 9, RM 0380 ROUTINE 10/21/13 NNMC-9 1 HVAC

B4Y9Y4 AH- NO A/C B-9 RM-STERILE PROCESSING ROUTINE 11/24/13 NNMC-9 1 HVAC
B4Y9Y6 AH-COLD CALL B-9 RM-2675 ROUTINE 11/25/13 NNMC-9 1 HVAC

B4WBZ6 COLD CALL - REDUCE AIR FLOW - BLDG 9, 0207, 0212 ROUTINE 10/9/13 NNMC-9 1 HVAC

B4WP6S
THERMOSTAT MAKING A NOISE, B-9, RM 1638 
TRANSPLANT

ROUTINE 10/23/13 NNMC-9 1 HVAC

B4XWT6
NO HEAT AFTER 0900 - ANESTHESIA DEPT - BLDG 9, 
3017

ROUTINE 11/19/13 NNMC-9 1 HVAC

B4XWWJ COLD CALL, B-9 2ND FL. RM 2280-OB GYN CLINIC ROUTINE 11/19/13 NNMC-9 1 HVAC
B4YMGC AH- HOT CALL B-9 RM 0212A ROUTINE 11/28/13 NNMC-9 1 HVAC
B4WSB7 REPLACE CEILING TILE B-9 RM-1658 ROUTINE 10/29/13 NNMC-9 1 STRUCTURAL

B4YBBD
AH-PNEUMATIC TUBE IS NOT WORKING BLDG 9, 2ND 
FLR, RM 2309

ROUTINE 11/25/13 NNMC-9 1 HVAC

B4YBCB
PNEUMATIC TUBE SYSTEM DOWN B-9 RM-2315 
PHARMACY

ROUTINE 12/2/13 NNMC-9 1 HVAC

B4YTGM AH- REPAIR TUBE SYSTEM B-9 RM-760 ROUTINE 12/5/13 NNMC-9 1 HVAC

B4YN4R PNUEMATIC TUBE DOWN, B-9 BASEMENT RM 0759 LAB ROUTINE 12/4/13 NNMC-9 1 HVAC

B4VNSN
ACTUATOR HAS NOT BEEN REPLACED - FORCED VALVE 
IS OPEN - MICROBIOLOGY LAB - BLDG 9, RM 0745

ROUTINE 10/4/13 NNMC-9 1 HVAC

B4YTKF
Ceiling air vent with improperly secured screen - BLDG 
9, RMS 2752, 2782

ROUTINE 12/5/13 NNMC-9 1 HVAC

B4YTRR
PATCH & PAINT & REPAIRS B-9 HALLWAYS OUTSIDE RM-
0301

ROUTINE 12/5/13 NNMC-9 1 STRUCTURAL

B4V3FR HK - LOOSE TOILET SEAT B-9 RM-2950 ROUTINE 9/16/13 NNMC-9 1 LABOR

B4S77T
OUTAGE ASSISTANCE- DOMESTIC WATER OUTAGE- B-9, 
GALLY

ROUTINE 8/7/13 NNMC-9 1

B4VNM3 BROKEN DOOR KNOB - ROTATES - BLDG 9, RM 1841 ROUTINE 10/4/13 NNMC-9 1 LOCKS

B4VNVP
PATCH & PAINT - REPAIR CEILING TILES - BLDG 9, RM 
2475

ROUTINE 10/4/13 NNMC-9 1 STRUCTURAL

B4W646
DOOR HANDLE JAMMED, B-9, BASEMENT RM-0839 
PATH LAB

ROUTINE 10/7/13 NNMC-9 1 REPAIR

B4W6TD DOOR HINGES, B-9, RM-2308 PHARMACY ROUTINE 10/8/13 NNMC-9 1 REPAIR

B4WM6K
VENT MAKING A LOUD NOISE, B-9, RM 1879 
RADIOLOGY

ROUTINE 10/21/13 NNMC-9 1 HVAC

B4WPFG AH-SWITCH PLATE LOOSE B-9 RM-RADIATION ROOM ROUTINE 10/18/13 NNMC-9 1 ELECTRICAL

B4WPNH
FIRE EXTINGUISHER MARKER TOO LOW & PROPERLY 
INSTALLED , B-9,In thearea of the Wedge & ROOM 2321 
A

ROUTINE 10/24/13 NNMC-9 1 REPAIR

B4WPZY
DOOR HANDLE & STALL COMING APART, B-9, RMS 0818 
& 0791 PATHOLOGY LA

ROUTINE 10/24/13 NNMC-9 1 REPAIR

B4WR74 LIGHTS OUT - PACU / BASEMENT- BLDG 9 ROUTINE 10/24/13 NNMC-9 1

B4WSSW LOCK LOOSE, B-9, RM-1652 ORGAN TRANSPLANT ROUTINE 10/30/13 NNMC-9 1 REPAIR

B4WSYZ NEW KEYS, B-9, PHARMACY ROUTINE 10/30/13 NNMC-9 1 LOCKS
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B4WTMY AH-LIGHT OUT B-9 RM-3009 ROUTINE 10/27/13 NNMC-9 1 ELECTRICAL

B4WSSF LOOSE LOCK - ORGAN TRANSPLANT - BLDG 9, RM 1652 ROUTINE 10/30/13 NNMC-9 1

B4WTPB AH- LIGHT OUT B-9 RM-1212 ROUTINE 10/27/13 NNMC-9 1 ELECTRICAL
B4X7ZB AH-LIGHTS OUT IN ROOM, NNMC-9, RM 3532 ROUTINE 11/6/13 NNMC-9 1

B4X99G
AH-REPLACE LIGHT IN HALLWAY E & DOOR  D  JAMMED 
, NNMC-9, hallway

ROUTINE 11/7/13 NNMC-9 1

B4X9BC
AH-UROLOGY DEPT HAS A BROKEN FAUCET THAT'S 
SPEWING WATER-NNMC-9, RM 2718

ROUTINE 11/6/13 NNMC-9 1

B4XBHP AH-DOOR HANDLE HAS FALLEN OFF- NMC-9, 1554 ROUTINE 11/7/13 NNMC-9 1

B4XRT4
REPLACE FLOURESCENT BULB, BLDG 9, RM 1436, 
HEALTHCARE RESOLUTIONS

ROUTINE 11/13/13 NNMC-9 1 ELECTRICAL

B4XRTM
DOOR KNOB SPINNING, BLDG 9, RM 2509, ORAL 
SURGERY

ROUTINE 11/13/13 NNMC-9 1 REPAIR

B4XRMC
REPLACE LOCK CORE, BLDG 9, RM 1246, GENERAL 
SURGERY

ROUTINE 11/13/13 NNMC-9 1 LOCKS

B4YTYF
INSTALL DOOR SWEEPS, BLDG-9, 2ND FLOOR PLASTIC 
SURGERY CLINIC ROOMS 2619, 2613, 2652, 2610, 2605, 
2607, 2608, 2609, and 2611.

ROUTINE 12/6/13 NNMC-9 1 REPAIR

B4VCFG
CHECK EXHAUST SYSTEM B-9 ROOF EAST BEHIND 
MECHANICAL ROOM

ROUTINE 9/20/13 NNMC-9 1 HVAC

B4VJN3
AH-WALL SUCTION DOES NOT WORK NEED ROOM TO 
BE READY FOR PATIENT, NNMC-9,RM 3552

ROUTINE 10/1/13 NNMC-9 1 HVAC

B4VJPK AH-LIGHT BURNT OUT IN HALLWAY.NNMC-9,1243 ROUTINE 10/2/13 NNMC-9 1 ELECTRICAL

B4WCSW BLDG-9,  MECH RM 3700,  Exhuast Fan ROUTINE 10/10/13 NNMC-9 4 REPAIR

B4WCBR
DOOR HANDLE HAS FALLEN OFF - REPAIR / REPLACE - 
SCREW SNAPPED - PAIN CLINIC - BLDG 9, RM 3607

ROUTINE 10/9/13 NNMC-9 1 LOCKS

B4WBNF
CARPET STRIP LOOSE &  LIGHT COVER COMING OFF, B-
9, RMS 2523 & 2675 FACIAL SURGERY

ROUTINE 10/9/13 NNMC-9 1 REPAIR

B4WCHZ
SINK SENSORS NOT WORKING - LAB - BLDG 9, RM 
OUTSIDE RM 0745

ROUTINE 10/10/13 NNMC-9 1 PLUMBING

B4WHJV
PEST, BUGS, B-9, BASEMENT, RM 0205 STERILE 
PROCESSING DEPARTMENT

ROUTINE 10/16/13 NNMC-9 1 PEST CONTROL

B4WMJS DOOR LOCK JAMMED B-9 RM-1877 RADIOLOGY ROUTINE 10/21/13 NNMC-9 1
B4WMM
N

HANDLE COMING OFF B-9 RM-3560 ROUTINE 10/21/13 NNMC-9 1

B4WV6L AH- LIGHT OUT B-9 RM-0704 ROUTINE 10/28/13 NNMC-9 1 ELECTRICAL
B4WVNY AH- NO LIGHTS B-9 RM-711 ROUTINE 11/1/13 NNMC-9 1

B4X7BS
WALL IS CRACKED PATCH AND PAINT, B-9 RM 3118 
MAIN O.R.

ROUTINE 11/6/13 NNMC-9 1 FCA_PAINT

B4X76C WALL IS CRACKED, B-9, BASEMENT LAB RM 0751 ROUTINE 11/6/13 NNMC-9 1 REPAIR

B4XWSX
FILTER CHANGE ON COFFEE MACHINE, B-9, 
BASEMENTM, RM 0382 GALLEY

ROUTINE 11/19/13 NNMC-9 1 REPAIR

B4XX4R
CARPET COMING UP TRIP HAZARD, B-9, IN FRONT OF 
GASTRO CLINIC

ROUTINE 11/19/13 NNMC-9 1 REPAIR

B4XX4T
LOCK NOT WORKING ON LOCKER, B-9, RMS 3560 & 3576 
MAIN OPERATING ROOM

ROUTINE 11/19/13 NNMC-9 1 REPAIR

B4XWWH PATCH & PAINT - PHLEBOTOMY - BLDG 9, RM 2475 ROUTINE 11/19/13 NNMC-9 1 FCA_PAINT
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B4XX39
REPAIR VFD OF EF-2A - OF LXS-2 (FOR BSL-3 LAB) - BLDG 
9, TOP MER IN WEST PENTHOUSE

ROUTINE 11/19/13 NNMC-9 1 REPAIR

B4XX3C
REPAIR EXHAUST SYSTEM LPEV-B09-09 FOR 746 
CORRIDOR (BSL-3 LAB) - BSL-3 LAB AREA

ROUTINE 11/19/13 NNMC-9 1 REPAIR

B4XXJJ
PATCH AND PAINT, B-9, RMS 2807, 2808, 2804, 2805 & 
2883 CARDIOLOGY

ROUTINE 11/20/13 NNMC-9 1 FCA_PAINT

B4YTHW PATCH & PAINT - BLDG 9, RM 2707, 2755, 2769, 2761 ROUTINE 12/5/13 NNMC-9 1 FCA_PAINT

B4YYVL
CEILING TILES & PATCH AND PAINT, B-9, RM 3127 MAIN 
O.R.

ROUTINE 12/11/13 NNMC-9 1 FCA_PAINT

B4WRSY AH-PATCH AND PAINT, NNMC-98, 2315 ROUTINE 10/24/13 NNMC-98 1
B4WDYR REPAIR BROKEN DOOR B-9A RM-1917 ROUTINE 10/15/13 NNMC-9A 1 STRUCTURAL

B4WKNM AUTOMATIC DOOR INOP B-9A DOOR 2422 ROUTINE 10/17/13 NNMC-9A 1 STRUCTURAL

B4WKT6 DOORS NOT STAYING OPEN B-9A RM-4175 ROUTINE 10/17/13 NNMC-9A 1 STRUCTURAL

B4WP4T
DOORS OUT OF ADJUSTMENT - BLDG 9A, STAIRWELL B-
1, DOOR B1-4, RM 4026

ROUTINE 10/23/13 NNMC-9A 1 STRUCTURAL

B4YN43
Door needs maintenance, will not close. B-9A, 2nd Door 
OUTSDIE ROOM 2332 TO STAIRWELL B3

ROUTINE 12/4/13 NNMC-9A 1 STRUCTURAL

B4YTD3
Door out of adjustment, will not shut. B-9A, 4TH FLOOR 
STAIRWELL B2

ROUTINE 12/5/13 NNMC-9A 1 STRUCTURAL

B4YMVL DOORS NOT STAYING OPEN B-9A RM-4175 ROUTINE 12/3/13 NNMC-9A 1 STRUCTURAL

B4YTFK
Fire door hardware needs to be repaired or replaced B-
9A, DOOR 1856, OUTSIDE ROOM 1022, DOOR 3322

ROUTINE 12/5/13 NNMC-9A 1 STRUCTURAL

B4Y9PD
FAUCET MAKING LOUD NOISE - ICU - BLDG 9A, 4TH 
FLOOR, NEAR 4169

ROUTINE 11/27/13 NNMC-9A 1 PLUMBING

B4WDYP
REPLACE FILTER AND UNCLOG A/C DRAIN LINE B-9A RM-
B007

ROUTINE 10/15/13 NNMC-9A 1 HVAC

B4VGHS LIGHTS OUT, B-9A, RM- 3026 PACU ROUTINE 9/26/13 NNMC-9A 1 ELECTRICAL

B4WNDF FOIL ODOR COMING FROM DRAIN, B-9A, RM 4169 MICU ROUTINE 10/22/13 NNMC-9A 1 PLUMBING

B4YTM7 ICE MACHINE INOPERABLE B-9A RM-3312 ROUTINE 12/5/13 NNMC-9A 1 APPLIANCE

B4WPS3
NO HOT WATER - RESTROOM IN WAITING ROOM - BLDG 
9A, RM 3303

ROUTINE 10/24/13 NNMC-9A 1 PLUMBING

B4YN6R
WATER LEAKING - UNKNOWN SOURCE - BLDG 9A, RM 
1796

ROUTINE 12/4/13 NNMC-9A 1 PLUMBING

B4VCJJ 2 FLUORESCENT LIGHTS OUT - BLDG 9A, RM 2032 ROUTINE 9/20/13 NNMC-9A 1 ELECTRICAL
B4VD6K LIGHTS FLICKERING, B-9A, RM-2024,  CARDIOLOGY ROUTINE 9/23/13 NNMC-9A 1 ELECTRICAL
B4WR6C COLD CALL, B-9A, RM-1549 ROUTINE 10/24/13 NNMC-9A 1 HVAC
B4YBF9 AH- HOT CALL B-9A RM-3438 ROUTINE 11/26/13 NNMC-9A 1 HVAC

B4W6BV
REMOVE GRS-5 HILLROM MONITORS B-9A RM-3303, 
3432, 3093, & 3061

ROUTINE 10/7/13 NNMC-9A 1 ELECTRICAL

B4WR4G AH- NO PRESSURE B-9A RM-4153 ROUTINE 10/22/13 NNMC-9A 1

B4WR4T
DOOR HANDLE NOT WORKING, B-9A, RM-3008 
RESPITORY THEARPY

ROUTINE 10/24/13 NNMC-9A 1 REPAIR

B4WRSW
AH-CHECK ROOM TEMPATURE IN ROOM, NNMC-9A, 
4165

ROUTINE 10/24/13 NNMC-9A 1

B4Y9HT PATCH & PAINT - RIGHT OF ENTRY - BLDG 9A, RM 1523 ROUTINE 11/26/13 NNMC-9A 1 FCA_PAINT

B4VGXB DOOR STOPPER LOOSE, B-9A, RM-2064 ROUTINE 9/27/13 NNMC-9A 1 REPAIR
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B4VJJV
REPAIR/REPLACE DOOR KNOB -  FREQUENTLY USED 
ROOM - BLDG 9A, RM 3058

ROUTINE 10/2/13 NNMC-9A 1 LOCKS

B4WC9C
REPLACE UPS SYSTEM B-9A BASEMENT HW SYSTEM 
MECH RM

ROUTINE 10/9/13 NNMC-9A 1 ELECTRICAL

B4WBNP DOOR HANDLE CAME OFF, B-9A, RM 3108 SICU ROUTINE 10/9/13 NNMC-9A 1 REPAIR

B4Y9FK
DOOR OPENER MAKING LOUD NOISE - EMERGENCY 
ROOM - BLDG 9A, RM 1031

ROUTINE 11/26/13 NNMC-9A 1

B4YBDW AH- DOOR HANDLE BROKEN B-9A RM-1224 ROUTINE 11/27/13 NNMC-9A 1
B4YMHK AH- CHECK BATTERY B-9A RM-1207 ROUTINE 12/1/13 NNMC-9A 1 ELECTRICAL
B4YYX3 PATCH & PAINT - Bldg 9A, Radiology, Door 1795B ROUTINE 12/11/13 NNMC-9A 1 FCA_PAINT
B4SLG9 CALL BELL LIGHTS B-10 3 EAST NURSE STATION SERVICE 8/19/13 NNMC-10 1 ELECTRICAL
B4RL4P CALL BELL NOT WORKING - BLDG 10, 5W, RM 5169 SERVICE 7/23/13 NNMC-10 1 ELECTRICAL

B4SMYD
ALARMS NOT WORKING IN ISOLATION ROOM - 
NEGATIVE PRESSURE AND POSITIVE PRESSURE ROOMS - 
BLDG 10, 5E, RMS 5103, 5101

SERVICE 8/21/13 NNMC-10 1 ELECTRICAL

B4SVCW
CALL BELL KEEPS GOING OFF - PATIENT IN ROOM - BLDG 
10, 5W, RM 5177

SERVICE 8/28/13 NNMC-10 1 ELECTRICAL

B4TY6V
CALL BELL ALARM WON'T SHUT OFF - BLDG 10, 5E, 
NURSE STATION

SERVICE 9/11/13 NNMC-10 1 ELECTRICAL

B2SZ2S NURSE CALL - NO RINGING SOUND - BLDG 10, 5 EAST SERVICE 2/7/13 NNMC-10 1 ELECTRICAL

B2XYY7
NEGATIVE PRESSURE ROOMS - BLDG 10, RM 4258, 4037, 
4254, 4047

SERVICE 4/23/13 NNMC-10 1 ELECTRICAL

B4PMJX
REPAIR BEARING ON TRANSFER FAN -5B BLDG 10 EAST 
PENTHOUSE MECHANICAL RM

SERVICE 6/20/13 NNMC-10 1 HVAC

B4NXG6 FAN BELT #4, B-10, RM 103C SERVICE 6/11/13 NNMC-10 1 HVAC

B4NKRK
Replace the worn v-belts on RAF #4 in MER 0103 
building 10

SERVICE 6/4/13 NNMC-10 1 HVAC

B2SY7N
SELF HELP - CABINET DOOR & DRAWER CAME OFF 
CABINET B-10 RM-61161A 6CENTER

SERVICE 2/6/13 NNMC-10 1 STRUCTURAL

B4SSTR REPLACE CAULK - SINK - BLDG 10, 7W, NURSE STATION SERVICE 8/27/13 NNMC-10 1 PLUMBING

B4V44J
-AH CEILING LEAK BY ELEVATOR B-10 RM-BY ELEVATOR 
FLOOR N/A

SERVICE 9/13/13 NNMC-10 1 STRUCTURAL

B4PNXY Suspected Ceiling leak Bldg 10, NICU, RM 6059 SERVICE 6/21/13 NNMC-10 1 STRUCTURAL

B4PGMG
CEILING LEAK - NEXT TO LIGHT SOURCE - REPAIR 
SOURCE AND REPLACE TILE - BLDG 10, RM 6165

SERVICE 6/18/13 NNMC-10 1 STRUCTURAL

B4NR6B
WET CARPET - INVESTIGATE AND REPAIR SOURCE - 
BLDG 10, RM 1007

SERVICE 6/7/13 NNMC-10 1 STRUCTURAL

B4R4BR
ACTIVE CEILING LEAK - FIND AND REPAIR SOURCE - 
REPLACE DAMAGED TILES - BLDG 10, 6W, RM 6165

SERVICE 7/3/13 NNMC-10 1 STRUCTURAL

B4TVSJ -AH CEILING LEAK B-10 RM-STE 2018 SERVICE 9/8/13 NNMC-10 1 STRUCTURAL
B4TVMB Leak on tile - BLDG 10, 6W RM 6059 SERVICE 9/9/13 NNMC-10 1 STRUCTURAL

B4TVLT CEILING TILES / WALLPAPER - BLDG 10, 6W SERVICE 9/9/13 NNMC-10 1 STRUCTURAL

B4V3WC Check for possible ceiling leak  – BLDG 10, RM 5064 SERVICE 9/17/13 NNMC-10 1 STRUCTURAL

B2PSPH Ceiling tile, B-10, RM-6165 6West SERVICE 1/17/13 NNMC-10 3 STRUCTURAL

B3272N CEILING TILES REPLACE, B-10, RM-6020, 6EAST SERVICE 5/16/13 NNMC-10 1 STRUCTURAL
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B4MVPX Replace blood spattered ceiling tiles SERVICE 5/22/13 NNMC-10 1 STRUCTURAL

B4NZLT Repair noisy RAF #5 in MER 0103 building 10 SERVICE 6/12/13 NNMC-10 1 HVAC

B4RRBX
RESET AIR HANDLER - CHECK DAMPERS (RETURN HIGH 
PRESSURE ALARM) - BLDG 10, AHU 4

SERVICE 7/26/13 NNMC-10 1 HVAC

B2XVLM
Restore proper operation to the roof top unit #1 - BLDG 
10A, N. SIDE

SERVICE 4/16/13 NNMC-10 1 HVAC

B2Y5W3 Clean out AHU #2 in building 10 mechanical SERVICE 4/30/13 NNMC-10 1 HVAC

B4MVSK NO AIR FLOW, B-10, ALL 7 WEST SERVICE 5/22/13 NNMC-10 1 HVAC

B4PR3X REPLACE OUTLET COVER B-10 RM-5118A SERVICE 6/24/13 NNMC-10 1 ELECTRICAL

B4PWKF
OUTLET NOT WORKING, B-10, RM-6165G- PRENATAL 
ASSESSMENT

SERVICE 7/1/13 NNMC-10 1 ELECTRICAL

B4PWMS OUTLET NOT WORKING, B-10, RM-3139- 3WEST SERVICE 7/1/13 NNMC-10 1 ELECTRICAL

B4VD4Z -AH OUTLETS NOT WORKING B-10 RM-5174 WEST SERVICE 9/20/13 NNMC-10 1 ELECTRICAL
B4PR44 REPAIR FAN COIL UNIT B-10 RM-1025 SERVICE 6/24/13 NNMC-10 1 HVAC
B4SFNV REPAIR LEAK IN HEAT COIL B-10 RM-3700 SERVICE 8/12/13 NNMC-10 1 HVAC

B4MVNF
Repair the pneumatic controls system - BLDG 10, MER 
0103

SERVICE 5/22/13 NNMC-10 1 HVAC

B4NR6M DOOR NOT CLOSING, B-10, DOOR # 7011-7EAST SERVICE 6/7/13 NNMC-10 1 STRUCTURAL

B4V43W -AH BROKEN DOOR KNOB B-10 RM-308 SERVICE 9/15/13 NNMC-10 1 STRUCTURAL

B4SNZG
Door does not close completely - PATIENT ROOM - BLDG 
10, 5W, RM 5069

SERVICE 8/22/13 NNMC-10 1 STRUCTURAL

B4SMYX DOORS NOT LOCKING B-10 RM-7062 & 7064 7EAST SERVICE 8/21/13 NNMC-10 1 STRUCTURAL

B4PR34 REPAIR DOORS B-10 6150 & 5162 SERVICE 6/24/13 NNMC-10 1 STRUCTURAL

B4PRZ6
DOOR KNOB STUCK B-10 4CENTER RM-4037 PATIENT 
WAS LOCKED IN

SERVICE 6/25/13 NNMC-10 1 STRUCTURAL

B4PXGG
EMERGENCY EXIT DOOR - DOUBLE DOOR - DOOR SLAMS 
- BLDG 10, 4E, DOOR 4001

SERVICE 7/2/13 NNMC-10 1 STRUCTURAL

B4RKXJ
DOOR HANDLE FELL OFF B-10 3EAST BACK OF NURSE 
STATION

SERVICE 7/22/13 NNMC-10 1 STRUCTURAL

B4RSGF DOOR HINGE LOOSE B-10 4WEST RM-4106 SERVICE 7/29/13 NNMC-10 1 STRUCTURAL

B4S76K DOOR SLAMS B-10 STAIRWELL N 4TH FLOOR SERVICE 8/7/13 NNMC-10 1 STRUCTURAL

B4NWD9 DOOR NOT CLOSING PROPERLY B-10 7WEST RM-7112 SERVICE 6/10/13 NNMC-10 1 STRUCTURAL

B4P3V3 DOOR NOT CLOSING PROPERLY B-10 RM-7111 WEST SERVICE 6/13/13 NNMC-10 1 STRUCTURAL

B4P9TJ DOOR B-10 RM-5141 5CENTER SERVICE 6/13/13 NNMC-10 1 STRUCTURAL

B4P9V4 DOOR LOCK BROKEN B-10 RM-2011 SERVICE 6/13/13 NNMC-10 1 STRUCTURAL

B4PBTW
DOOR BROKEN B-10 7WEST DOOR #7228 FRONT DOOR 
TO WARD

SERVICE 6/17/13 NNMC-10 1 STRUCTURAL
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B4RDNW PACU DOOR KEEPS STICKING - BLDG 10, RM 2130 SERVICE 7/12/13 NNMC-10 1 STRUCTURAL

B4RGRJ
HANDICAP STALL DOESN'T LOCK - COMING OFF HINGES - 
LADIES RESTROOM - BLDG 10, RM 2011

SERVICE 7/16/13 NNMC-10 1 STRUCTURAL

B4RH4P DOOR WONT CLOSE PROPERLY, B-10. DOOR 3700 SERVICE 7/16/13 NNMC-10 1 STRUCTURAL

B4S4JT
DOOR NOT CLOSING PROPERLY, B-10, NEXT TO ROOM 
7122- 7WEST TO 7CENTER

SERVICE 8/5/13 NNMC-10 1 STRUCTURAL

B4SNC9
Door does not close completely - PATIENT ROOM - BLDG 
10, 5W, RM 5070

SERVICE 8/21/13 NNMC-10 1 STRUCTURAL

B4SPMP REPAIR DOOR B-10 5WEST ROOM 5082 & 5078 SERVICE 8/23/13 NNMC-10 1 STRUCTURAL

B4SVBC DOOR NOT OPENING B-10 RM-6049 6WEST SERVICE 8/28/13 NNMC-10 1 STRUCTURAL

B4TVSG -AH DOOR KNOB MISSING B-10 RM-6142 EAST SERVICE 9/7/13 NNMC-10 1 STRUCTURAL

B4TVRD
DOOR SLAMS AND DOOR CLOSER KEEP GETTING STUCK, 
B-10, RM3177, 3WEST

SERVICE 9/9/13 NNMC-10 1 STRUCTURAL

B4TWVL DOOR NOT LINING UP B-10 RM-5113 5EAST SERVICE 9/10/13 NNMC-10 1 STRUCTURAL

B4TWCK DOORS NOT WORKING PROPERLY B-10 RM-6049 NICU SERVICE 9/10/13 NNMC-10 1 STRUCTURAL

B4TY6K DOOR NEED ADJUSTMENT, B-10, MICCU, 6TH FLOOR SERVICE 9/11/13 NNMC-10 1 STRUCTURAL

B4TYRD DOUBLE DOOR SLAMS, B-10 ,DOOR 4000A, 4WEST SERVICE 9/12/13 NNMC-10 1 STRUCTURAL

B4TYFK REPAIR DOORS B-10 RM-0103 SERVICE 9/11/13 NNMC-10 1 STRUCTURAL

B4TYFW SLIDING DOORS, B-10, MAIN LOBBY SERVICE 9/11/13 NNMC-10 1 STRUCTURAL

B4V3VD
BROKEN DOOR HANDLE- LADIES RESTROOM - BLDG 10, 
RM 2011

SERVICE 9/17/13 NNMC-10 1 STRUCTURAL

B4VBTJ REPAIR AUTOMATIC DOOR B-10 6WEST RM-6049 SERVICE 9/19/13 NNMC-10 1 STRUCTURAL

B2TGXD
DOOR LOCKS INOP B-10 RM-7006 & EMERGENCY EXIT 
STAIR 1 EXIT

SERVICE 2/22/13 NNMC-10 1 LOCKS

B2TGPD DOOR LOCK CYLINDER INOP B-10 7WEST RM-7006 SERVICE 2/22/13 NNMC-10 1 LOCKS

B2TVM7
REPAIR FIRE DOOR B-10 DOOR 4213, 4262, 4174, 4141B, 
418W, 4130

SERVICE 3/4/13 NNMC-10 1 STRUCTURAL

B2XRMD
THE LATCH NOT WORKING, B-10, RM-6106B- MOTHER 
CARE

SERVICE 4/12/13 NNMC-10 1 STRUCTURAL

B2XVG2
DOOR B-10 BETWEEN 7WEST AND 7CENTER NOT 
ALIGNED

SERVICE 4/16/13 NNMC-10 1 STRUCTURAL

B2XW49
AH-PATIENT DOOR HANDLE STICKING-SAFETY ISSUE-
NNMC-10

SERVICE 4/15/13 NNMC-10 1 STRUCTURAL

B2XWZ4
DOOR NOT SECURING B-10 5CENTER DOOR #5041 
NUTRITION ROOM

SERVICE 4/19/13 NNMC-10 1 STRUCTURAL

B2XWZY DOOR NOT SECURING B-10 RM-6156 6WEST SERVICE 4/19/13 NNMC-10 1 STRUCTURAL

B2XYCT DOOR LATCH NOT WORKING,B-10, RM-4224- 4WEST SERVICE 4/22/13 NNMC-10 1 STRUCTURAL
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B2XYFM DOOR SLAMMS, B-10, RM-4047- 4CENTER SERVICE 4/22/13 NNMC-10 1 STRUCTURAL

B2XZVP DOOR SQUEEK B-10 7WEST RM-7104 SERVICE 4/25/13 NNMC-10 1 STRUCTURAL

B2Y92Z
REATTACH DOOR HANDLE - BLDG 10, HALLWAY NEAR 
7131

SERVICE 5/3/13 NNMC-10 1 LOCKS

B2YXXR
LOCK PLATE COMING DETACHED - MED ROOM - BLDG 
10, RM 7142 7EAST

SERVICE 5/9/13 NNMC-10 4 STRUCTURAL

B2ZCLC DOOR HANDLES B-10 5CENTER RM-5149 SERVICE 5/13/13 NNMC-10 1 STRUCTURAL

B2ZCR4 Fire Doors , B-10, RM-3116 SERVICE 5/13/13 NNMC-10 1 STRUCTURAL

B3268P
AH-CLOSET DOOR HANDLES BROKEN OFF, BUILDING 10 
5CENTER ROOM 5149 NEEDS TO BE REPAIRED OR 
REPLACED-

SERVICE 5/13/13 NNMC-10 1 STRUCTURAL

B326JP DOUBLE DOOR B-10 RM-3250 3WEST SERVICE 5/15/13 NNMC-10 1 STRUCTURAL

B4NHXT EXT DOOR BLOCKED B-10 RM-1120 SERVICE 6/3/13 NNMC-10 1 STRUCTURAL

B4NWMS
NO ACCESS TO PATIENT RESTROOM B-10 5CENTER RM-
5164

SERVICE 6/10/13 NNMC-10 1 STRUCTURAL

B4PJ4H LOCK/DOOR STICKING - BLDG 10, RM 3166 SERVICE 6/19/13 NNMC-10 1 STRUCTURAL

B4PM93
DOOR BROKEN, WIRES EXPOSED B-10 CLOSE TO 4WEST 
DOOR-4200B

SERVICE 6/19/13 NNMC-10 1 STRUCTURAL

B4PRTX SLOW DRAIN B-10 RM-6107 MICC SERVICE 6/25/13 NNMC-10 1 PLUMBING

B4R4G7
CLOGGED FLOOR DRAIN - JANITORS CLOSET - BLDG 10, 
6C, RM 6124

SERVICE 7/3/13 NNMC-10 1 PLUMBING

B4VFHX -AH SHOWER DRAIN CLOGGED B-10 RM-7011 SERVICE 9/23/13 NNMC-10 1 PLUMBING

B4SLK3
AH-"CALL BELL SYSTEM NOT WORKING 
PROPERLY,NNMC-10, NURSE STATION

SERVICE 8/15/13 NNMC-10 1 ELECTRICAL

B4PG6G
CALL BELL NOT WORKING - PATIENT ROOM - BLDG 10, 
5C, RM 5034

SERVICE 6/17/13 NNMC-10 1 ELECTRICAL

B4NNVH FAUCET LEAK B-10 RM-5016A 5EAST PATIENT ROOM SERVICE 6/5/13 NNMC-10 1 PLUMBING

B4SK4Y FAUCET LEAK B-10 4EAST RM-4145 SERVICE 8/15/13 NNMC-10 1 PLUMBING

B4SKRF LEAKING SHOWERHEAD, BLDG 10, 5C, RM 5153 SERVICE 8/16/13 NNMC-10 1 PLUMBING

B4PTZN REPAIR LEAKY FAUCET - BLDG 10, RM 3202 SERVICE 6/28/13 NNMC-10 1 PLUMBING

B4SB7J FAUCET DRIPPING, BLDG 10 RM 5173, HEM/ONC SERVICE 8/9/13 NNMC-10 1 PLUMBING

B4RJW9
FAUCET HANDLE WON'T TURN OFF - BLDG 10, 7E, RM 
7071

SERVICE 7/19/13 NNMC-10 1 PLUMBING

B4S6JL
LEAKING FAUCET - ALWAYS WET, NEEDS FREQUENT 
DRYING -  BLDG 10, 5C, RM 5045

SERVICE 8/6/13 NNMC-10 1 PLUMBING

B4SGRT SINK FAUCET WON'T TURN OFF - BLDG 10, RM 2117 SERVICE 8/13/13 NNMC-10 1 PLUMBING

B4SPFJ FAUCET LEAK B-10 RM-6116A 6EAST SERVICE 8/23/13 NNMC-10 1 PLUMBING

B2XYSW
Hot water is leaking in the bathroom sink - BLDG 10, RM 
5068

SERVICE 4/23/13 NNMC-10 1 PLUMBING

B4N6HJ
FAUCET SPRAYS WATER - JANITOR CLOSET - BLDG 10, 
RM 5027

SERVICE 5/30/13 NNMC-10 1 PLUMBING
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B4R4J4 AIR HANDLER FILTERS B-10 RM-10 IVF LAB 2WEST SERVICE 7/3/13 NNMC-10 1 HVAC

B4MYRH
Replace the pre-filters in the isolation room exhaust 
systems - MER 3194 in 3W and 4105 in 4W of building 
10

SERVICE 5/28/13 NNMC-10 1 HVAC

B4RFWX
CEILING TILE NEEDS TO BE REPLACED, B-10 ,RM-4153- 
4EAST

SERVICE 7/15/13 NNMC-10 1 PLUMBING

B4RGTG LIGHTS OUT, B-10, RM-3139, APU SERVICE 7/16/13 NNMC-10 1 ELECTRICAL

B4RS4X
LIGHTS OUT, B-10, RM-6019A, BATHROOM, MOTHER 
INFANT CARE

SERVICE 7/29/13 NNMC-10 1 ELECTRICAL

B4RS4V LIGHTS OUT, B-10, RM-6147E, MIC WARD SERVICE 7/29/13 NNMC-10 1 ELECTRICAL

B4RD9L
AH-TOILET CONTINUES TO RUN AND FLUSH MAKING 
LOUD NOISE- NNMC-10

SERVICE 7/9/13 NNMC-10 1 PLUMBING

B4SM9Z CALL BELL NOT WORKING, B-10, 4WEST SERVICE 8/20/13 NNMC-10 1 ELECTRICAL

B4V3ZT URNIAL NOT WORKING, B-10, RM-2012 SERVICE 9/17/13 NNMC-10 1 PLUMBING

B4VD4F
CEILING LEAK, B-10, HALLWAY NEAR IN FRONT OF ONE 
STOP SHOP

SERVICE 9/23/13 NNMC-10 1 PLUMBING

B4NX7P
AH-LIGHT FIXTURE NOT SECURED-SAFETY ISSUE-nnmc-
10,ROOM 7224 WEST

SERVICE 6/10/13 NNMC-10 1 ELECTRICAL

B4TYWN -AH TOILET LEAK B-10 RM-5006E SERVICE 9/11/13 NNMC-10 1 PLUMBING
B4SHGV CLOGGED SINK B-10 RM-5013 SERVICE 8/14/13 NNMC-10 1 PLUMBING
B4V3BC OUTLET NOT WORKING, B-10, RM-7133, 7EAST SERVICE 9/16/13 NNMC-10 1 ELECTRICAL

B4V3K6
AH-TOILET  CONTINUALLY FLUSHES AND MAKES LOUD 
NOISES IN OUR RECOVERY ROOM, NNMC-106 CTR 6032-

SERVICE 9/1/13 NNMC-10 1 PLUMBING

B4V3SL -AH LEAK FROM TOILET B-10 RM-5064 EAST SERVICE 9/12/13 NNMC-10 1 PLUMBING

B4SNWT
AH-TOILET SEAT COMPLETELY BROKE OFF IN PATIENT 
BATHROOM/,TOILET SEAT BROKEN IN PATIENT ROOM 
NNMC-10, 5CTR 5034 & 5151

SERVICE 8/21/13 NNMC-10 1 PLUMBING

B4SNWX
AH-LEAK COMING FROM THE BASE OF THE TOILET, 
NNMC-10, RM5CTR 5044

SERVICE 8/21/13 NNMC-10 1 PLUMBING

B4PMKX LIGHTS OUT B-10 RM-3271 SERVICE 6/20/13 NNMC-10 1 ELECTRICAL

B4PPZZ TOILET LEAK B-10 6EAST RM-6010 SERVICE 6/24/13 NNMC-10 1 PLUMBING

B4PRTY
AH-TOILET LEAKING IN PATIENT ROOM.nnmc-10-RM 
6107

SERVICE 6/25/13 NNMC-10 1 PLUMBING

B4PR7Y AH- TOILET WONT FLUSH- NNMC-10, 6 EAST 6012 SERVICE 6/22/13 NNMC-10 1 PLUMBING

B4PR96 AH-TOILET CLOGGED, NNMC-10. RM-5147 SERVICE 6/23/13 NNMC-10 1 PLUMBING

B4PXFM
CALL BELL SYSTEM STATIC IN LINE, B-10, RM-5006- 
5EAST

SERVICE 7/2/13 NNMC-10 1 ELECTRICAL

B4PWTV CEILING LEAK, B-10, RM-3006 APU WARD SERVICE 7/1/13 NNMC-10 1 PLUMBING

B4R94H
AH-SINL CLOGGED /LEAKING ONTO FLOOR-NNMC-10-
RM-5048 C

SERVICE 7/8/13 NNMC-10 1 PLUMBING

B4R6D6 CLOGGED TOILET, B-10, RM-5044- 5CENTER SERVICE 7/5/13 NNMC-10 1 PLUMBING
B4R4CL CEILING LEAK, B-10, RM-7114- 7WEST SERVICE 7/3/13 NNMC-10 1 PLUMBING
B4RFSY LIGHT OUT, B-10, RM-5115A BATHROOM, 5EAST SERVICE 7/15/13 NNMC-10 1 ELECTRICAL
B4RGPP CLOGGED ICE MACHINE, B-10, RM-3185,  3 WEST SERVICE 7/16/13 NNMC-10 1 PLUMBING
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B4RGVZ
LIGHTS FLICKERING, B-10, NICU- POD TWO AND 
HALLWAY

SERVICE 7/16/13 NNMC-10 1 ELECTRICAL

B4RGVD FAUCET MISSING, B-10, RM-4075 & 4059, 4EAST SERVICE 7/16/13 NNMC-10 1 PLUMBING

B4RGFH
AH-PATIENT BATHROOM LIGHT OUT.NNMC-10,RM-
5020

SERVICE 7/12/13 NNMC-10 1 ELECTRICAL

B4RVGZ
CEILING LEAK / REPLACE TILE, B-10, HALLWAY NEAR 
DOOR 3210, APU

SERVICE 8/1/13 NNMC-10 1 PLUMBING

B4S4MT LIGHTS OUT, B-10 ,RM-6020, 6EAST SERVICE 8/5/13 NNMC-10 1 ELECTRICAL

B4S79R
AH-CALL BELL SYSTEM IS DOWN ON THE APU,NNMC-10, 
NURSE STATION

SERVICE 8/6/13 NNMC-10 1 ELECTRICAL

B4SX4Y SHOWER HEAD BROKEN, B-10, RM-3143, 3WEST SERVICE 8/29/13 NNMC-10 1 PLUMBING

B4SVNY LIGHT FIXTURE IN PATIENT ROOM, B-10. RM-5137 SERVICE 8/29/13 NNMC-10 1 ELECTRICAL

B4P9ZY TOILET CLOGGED B-10 5CENTER RM-5164 & 5033 SERVICE 6/14/13 NNMC-10 1 PLUMBING
B4NZLG FAUCET LEAK B-10 7EAST RM-7071 PATIENT ROOM SERVICE 6/12/13 NNMC-10 1 PLUMBING

B4NZXL
AH-TOILET WONT FLUSH IN PATIENT ROOM-NNMC-
10,RM 5CTR 5149

SERVICE 6/11/13 NNMC-10 1 PLUMBING

B4P9TM SHOWERHEAD BROKEN B-10 RM-5028 5CENTER SERVICE 6/13/13 NNMC-10 1 PLUMBING

B4P9TX TOILET LEAK & CLOG B-10 RM-2011 SERVICE 6/13/13 NNMC-10 1 PLUMBING
B4PTJL AH-ICE MACHINE IS CLOGGED-NNMC-10, 4165 SERVICE 6/16/13 NNMC-10 1 PLUMBING

B4PTK6
AH-LIGHTS IN PATIENT BATHROOM WONT COME ON. 
SAFETY ISSUE- B-10, 5CENTER

SERVICE 6/25/13 NNMC-10 1 ELECTRICAL

B4PTLT AH-AUTOMATIC DOOR BROKEN,NNMC-10- 6150 SERVICE 6/26/13 NNMC-10 1 ELECTRICAL

B4PRDR
LEAKING FAUCET B-10 RM-5143 5 CENTER PATIENT 
ROOM

SERVICE 6/25/13 NNMC-10 1 PLUMBING

B4PRTW
AH-CLOGGED TOILET IN PATIENTS ROOM.B-10- RM 
5070 WEST

SERVICE 6/25/13 NNMC-10 1 PLUMBING

B4PRT9 AH-BATHROOM LIGHT FLICKERING- B-10, 6W 6169 SERVICE 6/24/13 NNMC-10 1 ELECTRICAL

B4PRTC
AH-TOILET CONTINUES TO FLUSH, NOT OVERFLOWING 
BUT THE FLUSH VALVE IS BROKEN- B-10, RM 1483

SERVICE 6/24/13 NNMC-10 1 PLUMBING

B4PS9F SHOWER LEAK, B-10, RM-4123A, 4CENTER SERVICE 6/26/13 NNMC-10 1 PLUMBING

B4R6SV OUTLETS NOT WORKING, B-10, HALLWAY NEAR 3009 SERVICE 7/8/13 NNMC-10 1 ELECTRICAL

B4R4HF
CEILING LEAK, B-10, 2ND FL. NEAR REPRODUCTIVE 
ENDOCRINOLOGY

SERVICE 7/3/13 NNMC-10 1 PLUMBING

B4RCVF ICE MACHINE LEAKING, B-10, RM-5069- 5WEST SERVICE 7/10/13 NNMC-10 1 PLUMBING

B4RDGF HALF ROOM HAS NO POWER, B-10, RM-5120 5EAST SERVICE 7/11/13 NNMC-10 1 ELECTRICAL

B4RD9N AH-TOILET CLOGGED-NNMC-10-5 E 5103 SERVICE 7/9/13 NNMC-10 1 PLUMBING

B4RGMY
REMOTE CALL BELL HAVE OPEN WIRES, B-10, RMS 
7072A & 7071- 7EAST

SERVICE 7/16/13 NNMC-10 1 ELECTRICAL

B4RJLL POWER LOSS B-10 5 CENTER RM-5140 SERVICE 7/18/13 NNMC-10 1 ELECTRICAL
B4RLDF TOILETS INOP B-10 RM-2123 SERVICE 7/23/13 NNMC-10 1 PLUMBING

B4RLFH LEAKING FAUCET B-10 RM-1004 SERVICE 7/23/13 NNMC-10 1 PLUMBING

B4RV6P ICE MACHINE LEAKING, B-10, RM-3163 3WEST SERVICE 7/31/13 NNMC-10 1 PLUMBING
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B4S6XM
AH-TOILET LEAKING ON FLOOR WHEN FLUSHED.NNMC-
10,6032 CENTER

SERVICE 8/6/13 NNMC-10 1 PLUMBING

B4S6T3 CEILING LEAK, B-10, 4TH FL. RM-4153 SERVICE 8/7/13 NNMC-10 1 PLUMBING

B4S6WM NO HOT WATER, B-10 ,RM- 4027- 4WEST SERVICE 8/7/13 NNMC-10 1 PLUMBING

B4S66L AH- LIGHT OUT IN PATIENT BATHROOM-NNMC-10, 6137 SERVICE 8/2/13 NNMC-10 1 ELECTRICAL

B4SNL6
AH-WATER LEAKING FROM THE CEILING, NNMC-10, 
NICU HALLWAY

SERVICE 8/21/13 NNMC-10 1 PLUMBING

B4SNVH CEILING LEAK B-10 RM-4268 4CENTER SERVICE 8/22/13 NNMC-10 1 PLUMBING
B4SMCZ TOILET NOT FLUSHING PROPERLY B-10 RM-1103 SERVICE 8/20/13 NNMC-10 1 PLUMBING

B4SNDC RESTORE URINAL B-10 RM-6144 SERVICE 8/21/13 NNMC-10 1 PLUMBING

B4SPMG
AH-TOILET CLOGGED AND OVERFLOWING, NNMC-10, 
5040, 5CENTER

SERVICE 8/22/13 NNMC-10 1 PLUMBING

B4SVMD
LIGHT OUT / DOOR ARM SLIDER, B-10, RMS 5108 & 
5009

SERVICE 8/29/13 NNMC-10 1 ELECTRICAL

B4SXK9
OUTLET NOT WORKING, B-10, 3RD FL. RM-3120 APU 
WARD

SERVICE 8/30/13 NNMC-10 1 ELECTRICAL

B4TRRY LIGHT NOT WORKING, B-10, RM-5107, 5 EAST SERVICE 9/4/13 NNMC-10 1 ELECTRICAL
B4TWJL CLOGGED TOILET B-10 RM-336 APU 3 EAST SERVICE 9/10/13 NNMC-10 1 PLUMBING

B4TYCY
WATER LEAKS FROM TOILET WHEN FLUSH, B-10, RM-
1104, UNISEX RESTROOM

SERVICE 9/11/13 NNMC-10 1 PLUMBING

B4TWCL URINAL CLOGGED, B-10, RM-5134, 5CENTER SERVICE 9/10/13 NNMC-10 1 PLUMBING
B4TXC4 WATER FAUCET POPPED OFF B-10 RM-3173 SERVICE 9/10/13 NNMC-10 1 PLUMBING

B4TYWW CALL BELL NOT WORKING, B-10, RM-3172, 3WEST SERVICE 9/12/13 NNMC-10 1 ELECTRICAL

B4TWWR
BUTTON TO THE MAIN O.R. DOOR NOT WORKING, B-9, 
DOOR # 3700

SERVICE 9/10/13 NNMC-10 1 ELECTRICAL

B4TZDM
LIGHTS IN ROOM AND CALL BELL LIGHT COME ON AT 
SAME TIME, B-10, RM-4444, 4EAST

SERVICE 9/13/13 NNMC-10 1 ELECTRICAL

B4VBBW
SHOWER HEAD BROKEN, B-10, RM-6105 MOTHER 
INFANT CARE CENTER

SERVICE 9/18/13 NNMC-10 1 PLUMBING

B4V4CD LEAKING PIPE ON TOILET B-10 RM-7148A SERVICE 9/17/13 NNMC-10 1 PLUMBING

B4VBNP
OUTLET NOT WORKING - FRONT OFFICE, NURSING 
ADMIN - BLDG 10, RM 1008

SERVICE 9/19/13 NNMC-10 1 ELECTRICAL

B4VBSN SINK WILL NOT TURN OFF, B-10, RM-7071 7EAST SERVICE 9/19/13 NNMC-10 1 PLUMBING

B4VFDC OVERHEAD LIGHT BROKEN, B-10, RM-5034, 5CENTER SERVICE 9/24/13 NNMC-10 1 ELECTRICAL

B4VGVP CALL BELL NOT WORKING, BLDG 10, RM 5048 5CENTER SERVICE 9/27/13 NNMC-10 1 ELECTRICAL

B2T7YR SINK LEAK B-10 RM-2744 SERVICE 2/13/13 NNMC-10 1 PLUMBING

B2TGG2 LOOSE SINK B-10 5CENTER NURSE STATION SERVICE 2/21/13 NNMC-10 1 PLUMBING

B2VHG2 URINAL LEAK & TOILETS B-10 6CENTER RM-6144 SERVICE 3/22/13 NNMC-10 1 PLUMBING
B2XSTR LEAK B-10 RM-4128 4CENTER SERVICE 4/15/13 NNMC-10 1 PLUMBING
B2XSZJ SHOWER LEAK B-10 RM-5155 5CENTER SERVICE 4/15/13 NNMC-10 1 PLUMBING
B2XT8B TOILET LEAK B-10 7EAST RM-7148 SERVICE 4/16/13 NNMC-10 1 PLUMBING
B2XYF8 SINK CLOGGED B-10 RM-1127 SERVICE 4/22/13 NNMC-10 1 PLUMBING
B2XY49 SINK LEAK B-10 4EAST RM-4167 SERVICE 4/22/13 NNMC-10 1 PLUMBING

B2Y22S OVERFILL TUBE B-10 RM-5066 5WEST SERVICE 4/25/13 NNMC-10 1 PLUMBING
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B2Y6LL CLOGGED TOILET B-10 RM-1103 SERVICE 5/1/13 NNMC-10 1 PLUMBING
B2Y4S8 CLOGGED SINK B-10 5CENTER RM-5042 SERVICE 4/29/13 NNMC-10 1 PLUMBING
B2ZCGP CLOGGED TOILET B-10 APU RM-336 3EAST SERVICE 5/13/13 NNMC-10 1 PLUMBING

B327H3
SHOWER SPRAY LEAK - PATIENT ROOM - BLDG 10, 5C, 
RM 5038

SERVICE 5/17/13 NNMC-10 1 PLUMBING

B327FH TOILET HANDLE LEAK B-10 5CENTER RM-5147 SERVICE 5/17/13 NNMC-10 1 PLUMBING
B4MS4W SINK LEAK B-10 4WEST RM-4214 SERVICE 5/21/13 NNMC-10 1 PLUMBING
B4MZ3C TOILET CLOGGED B-10 RM-5129 5EAST SERVICE 5/28/13 NNMC-10 1 PLUMBING

B4MZ4J NO WATER IN PATIENT ROOM B-10 RM-6018 CENTER SERVICE 5/28/13 NNMC-10 1 PLUMBING

B4NB4T URINAL & TOILET INOPERABLE B-10 RM-5134 5CENTER SERVICE 5/31/13 NNMC-10 1 PLUMBING

B4NWTM
AH-CALL BELL SYSTEM DOWN, nnmc-10, ALL ROOMS ON 
5 WEST

SERVICE 6/9/13 NNMC-10 1 ELECTRICAL

B4NWLK CLOGGED TOILET, B-10, RM-2011, LADIES RESTROOM SERVICE 6/10/13 NNMC-10 1 PLUMBING

B4NXGH
TOILET CLOGGED B-10 5CENTER RM-5149 PATIENT 
ROOM

SERVICE 6/11/13 NNMC-10 1 PLUMBING

B4R7WK REPLACE BROKEN FLOOR TILES B-10 RM-3228 SERVICE 7/9/13 NNMC-10 1 STRUCTURAL

B4VGMG
BROKEN FLOOR TILE IN HEALING GARDEN - HOLE IN 
FLOOR - HAZARDOUS - BLDG 10, 7TH FLOOR

SERVICE 9/26/13 NNMC-10 1 STRUCTURAL

B2Y26B
No hot water in patient rooms:  Bldg 10, Floor 4, Room 
4031, 4023

SERVICE 4/26/13 NNMC-10 1 PLUMBING

B4SLWP LEAKING ICE MACHINE - BLDG 10, 5E, RM 5017 SERVICE 8/19/13 NNMC-10 1 APPLIANCE
B4PNFD ICE MACHINE CLOGGED B-10 4CENTER RM-4128 SERVICE 6/20/13 NNMC-10 1 APPLIANCE

B4PX7H ICE MACHINE NOT WORKING, B-10, RM-5041, 5CENTER SERVICE 7/1/13 NNMC-10 1 APPLIANCE

B4RY6F Ice Machine Not Producing Ice, Bldg 10, 4w, Rm 4112 SERVICE 8/2/13 NNMC-10 1 APPLIANCE

B4S73D
ICE MACHINE INOPERABLE B-10 5CENTER NUTRITION 
ROOM

SERVICE 8/7/13 NNMC-10 1 APPLIANCE

B4SVPT ICE MACHINE CLOGGED - BLDG 10, 4E, RM 4167 SERVICE 8/29/13 NNMC-10 1 APPLIANCE

B4PVCH ICE MACHINE INOPERABLE B-10 RM-5041 5CENTER SERVICE 6/28/13 NNMC-10 1 APPLIANCE

B4RD76 ICE MACHINE NOT WORKING 5CENTER  B-10 RM-5041 SERVICE 7/11/13 NNMC-10 1 APPLIANCE

B4RHPB ICE MACHINE NOT WORKING B-10 5CENTER RM-5041 SERVICE 7/17/13 NNMC-10 1 APPLIANCE

B4RJWV ICE MACHINE DRAIN CLOGGED - BLDG 10, RM 4167 SERVICE 7/19/13 NNMC-10 1 APPLIANCE

B4MVRT
Repair leaking ice machine across from room 6038a, 
BLDG 10

SERVICE 5/22/13 NNMC-10 1 APPLIANCE

B4N4YW ICE MACHINE NOT MAKING ICE - BLDG 10, 7W, 7111 SERVICE 5/29/13 NNMC-10 1 APPLIANCE

B4SLDC NO HOT WATER - PATIENT ROOM - BLDG 10, RM 5064 SERVICE 8/19/13 NNMC-10 1 PLUMBING

B4TRPX
Toilet is leaking when toilet is flushed - BLDG 10, RM 
5183

SERVICE 9/4/13 NNMC-10 1 PLUMBING

B4PNYB
REPAIR BAGGED TOILET IN MALE RESTROOM - BLDG 10, 
NICU, RM 6144

SERVICE 6/21/13 NNMC-10 1 PLUMBING

B4R7Y7 TOILETS NOT WORKING - BLDG 10, 5W, 5169, 5070 SERVICE 7/9/13 NNMC-10 1 PLUMBING
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B4RLDS
CLOGGED SINK - SLOW DRAINING - BLDG 10, 7W, RM 
7011

SERVICE 7/23/13 NNMC-10 1 PLUMBING

B4RLZD CLOGGED TOILET - BLDG 10, RM 1103 SERVICE 7/24/13 NNMC-10 1 PLUMBING
B4RM4M Toilet leaks when flushed - BLDG 10, 5W, RM 5173 SERVICE 7/24/13 NNMC-10 1 PLUMBING

B4NR43
NO WATER PRESSURE - WATER FOUNTAIN - BLDG 10, 
NEXT TO 1123

SERVICE 6/7/13 NNMC-10 1 PLUMBING

B4PXP3
CLOGGED SINK - PATIENT ROOM - NICU - BLDG 10, 6W, 
RM 5062

SERVICE 7/2/13 NNMC-10 1 PLUMBING

B4RGS4
TOILET OUT OF ORDER - LADIES RESTROOM - BLDG 10, 
RM 2011

SERVICE 7/16/13 NNMC-10 1 PLUMBING

B4TY6D
CLOGGED TOILET - WON'T FLUSH - LOW WATER 
PRESSURE - APU - BLDG 10, 3E, RM 3105A

SERVICE 9/11/13 NNMC-10 1 PLUMBING

B4TZVM
CLOGGED SINK - PATIENT PANTRY - BLDG 10, 5W, RM 
5069

SERVICE 9/13/13 NNMC-10 1 PLUMBING

B4V3TT
CLOGGED TOILET W/ FECES - BLDG 10, RM 2011 / 
TOILET WON'T FLUSH - BLDG 10, 7C, RM 7132

SERVICE 9/17/13 NNMC-10 1 PLUMBING

B2SR96
NO HOT WATER - LADIES RESTROOM - BLDG 10, NEAR 
EAST ELEVATORS

SERVICE 2/1/13 NNMC-10 1 PLUMBING

B2Y5SY CLOGGED TOILET - BLDG 10, RM 1108 SERVICE 4/30/13 NNMC-10 1 PLUMBING

B2YB4V FLUSH HANDLE BROKEN - BLDG 10, RM 5024 SERVICE 5/6/13 NNMC-10 1 PLUMBING

B2Z9MM
Repair leak at the flange of the urinal - BLDG 10, RM 
3103

SERVICE 5/10/13 NNMC-10 1 PLUMBING

B3269H
FAUCET HANDLE IN SHOWER IS LOOSE - PATIENT ROOM 
- BLDG 1-, 5C, RM 5038

SERVICE 5/15/13 NNMC-10 1 PLUMBING

B4MSDF LEAK IN SHOWER HEAD - BLDG 10, 5C, RM 5048 SERVICE 5/21/13 NNMC-10 1 PLUMBING

B4MWLS
REPAIR/REPLACE SHOWER HEAD - BLDG 10, 3C, RM 
3209

SERVICE 5/23/13 NNMC-10 1 PLUMBING

B4N4TN
LEAKING UNDER SINK - PATIENT ROOM - BLDG 10, RM 
7071

SERVICE 5/29/13 NNMC-10 1 PLUMBING

B4N63T
CLOGGED TOILET - SEPARATE SEWAGE SMELL? - BLDG 
10, RM 6142

SERVICE 5/29/13 NNMC-10 1 PLUMBING

B4NHVY URINAL KEEPS RUNNING - BLDG, RM 5134 SERVICE 6/3/13 NNMC-10 1 PLUMBING
B2SX5R LIGHT BULB REPLACE B-10 1ST FLOOR ENTRANCE SERVICE 2/4/13 NNMC-10 1 ELECTRICAL

B4NLFM LIGHTS OUT B-10 RM-3211 3WEST SERVICE 6/5/13 NNMC-10 1 ELECTRICAL

B4NR7S
LIGHTS OUT - OCCUPIED PATIENT ROOM - BLDG 10, 5W, 
RM 5064 / NURSE CALL SYSTEM

SERVICE 6/7/13 NNMC-10 1 ELECTRICAL

B4SLRZ Light not working (lightbulb?) - BLDG 10, 3C, RM 3288 SERVICE 8/19/13 NNMC-10 1 ELECTRICAL

B4SLNC
SHOWER LIGHT OUT - PATIENT BATHROOM - BLDG 10, 
6E, RM 6111

SERVICE 8/19/13 NNMC-10 1 ELECTRICAL

B4NXHZ
Bathroom light in patient room  not working - BLDG 10, 
RM 5068

SERVICE 6/12/13 NNMC-10 1 ELECTRICAL

B4SH6H REPLACE LIGHTS B-10 6WEST RM-6159 SERVICE 8/14/13 NNMC-10 1 ELECTRICAL

B4SHH7 LIGHTS OUT B-10 RM-5008 SERVICE 8/14/13 NNMC-10 1 ELECTRICAL

B4SKGP REPLACE FLICKERING LIGHT B-10 RM-6165 WEST SERVICE 8/15/13 NNMC-10 1 ELECTRICAL
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B4SNCD
Light stays on over the patients bed - BLDG 10, 5W, RM 
5070

SERVICE 8/21/13 NNMC-10 1 ELECTRICAL

B4SMYN
LIGHT OUT IN PATIENT BATHROOM B-10 5CENTER RM-
5040

SERVICE 8/21/13 NNMC-10 1 ELECTRICAL

B4PR3L LIGHTS OUT B-10 RM-3228 & 3 East Elevators SERVICE 6/24/13 NNMC-10 1 ELECTRICAL

B4PR3H LIGHTS OUT B-10 RM-6030 & 6107 SERVICE 6/24/13 NNMC-10 1 ELECTRICAL

B4PWWF REPLACE LIGHTS B-10 RM-4059 & 4821 SERVICE 7/1/13 NNMC-10 1 ELECTRICAL

B4R97L
EXIT SIGN LIGHT OUT B-10 NEXT TO 7 WEST NURSE 
STATION & RM-7162 LIGHTS OUT.

SERVICE 7/9/13 NNMC-10 1 ELECTRICAL

B4RL4G Light out in patient bathroom - Building 10,5W, Rm 5169 SERVICE 7/23/13 NNMC-10 1 ELECTRICAL

B4RY7L LIGHT OUT - RESTROOM - BLDG 10, 7W, RM 7004 SERVICE 8/2/13 NNMC-10 1 ELECTRICAL

B4RVMP
LIGHTS OUT B-10 1ST FLOOR BEHIND CUSTOMER 
SERVICE.

SERVICE 8/1/13 NNMC-10 1 ELECTRICAL

B4RVJG LIGHTS OUT B-10 RM-5164, 6004, 6005, 6006, & 6008 SERVICE 8/1/13 NNMC-10 1 ELECTRICAL

B4S73G
LIGHT BULB OUT B-10 5CENTER RM-5131 PATIENT 
BATHROOM

SERVICE 8/7/13 NNMC-10 1 ELECTRICAL

B4S76M
LIGHT OUT IN STAIRWELL - BLDG 10, 6TH FLOOR, 
STAIRWAY 10C6, 106N

SERVICE 8/7/13 NNMC-10 1 ELECTRICAL

B4NWDJ LIGHTS OUT B-10 STAIRWELLS SERVICE 6/10/13 NNMC-10 1 ELECTRICAL

B4NZPP
REPLACE 2 FLOURECENT LIGHTS - WOMENS LOCKER 
ROOM - BLDG 10, NICU, RM 6142

SERVICE 6/12/13 NNMC-10 1 ELECTRICAL

B4PRSS LIGHTS OUT B-10 RM-7241 7NORTHEAST SERVICE 6/25/13 NNMC-10 1 ELECTRICAL

B4PRJB
LIGHT OUT IN RESTROOM B-10 RM-6028 6CENTER 
PATIENT ROOM

SERVICE 6/25/13 NNMC-10 1 ELECTRICAL

B4R6BP REPLACE SHOWER LIGHT B-10 RM-5002 5EAST SERVICE 7/5/13 NNMC-10 1 ELECTRICAL

B4RGPC
BATHROOM LIGHT OUT IN PATIENT ROOM - BLDG 10, 
RM 5076

SERVICE 7/16/13 NNMC-10 1 ELECTRICAL

B4RHGD
SHOWER LIGHT OUT B-10 RM-6101 6EAST PATIENT 
ROOM

SERVICE 7/17/13 NNMC-10 1 ELECTRICAL

B4RLMN
LIGHT IN CLEAN UTILITY ROOM NOT WORKING - BLDG 
10, RM 4154

SERVICE 7/23/13 NNMC-10 1 ELECTRICAL

B4RKJX LIGHTS OUT B-10 RM-5056 5CENTER SERVICE 7/22/13 NNMC-10 1 ELECTRICAL

B4RSLR
SHOWER LIGHT OUT - PATIENT ROOM - BLDG 10, RM 
6008

SERVICE 7/30/13 NNMC-10 1 ELECTRICAL

B4RV7K
LIGHT OUT - BLDG 10, 4W, CLEAN UTILITY ROOM, RM 
4106

SERVICE 7/31/13 NNMC-10 1 ELECTRICAL

B4S6PZ LIGHT OUT B-10 RM-5080 5WEST SERVICE 8/7/13 NNMC-10 1 ELECTRICAL

B4S64D
REPLACE SEVERAL LIGHT BULBS - BASEMENT, BLDG 10, 
EAST TRANSPORT ELEVATOR

SERVICE 8/6/13 NNMC-10 1 ELECTRICAL

B4SFLJ LIGHT OUT B-10 5CENTER PATIENT BATHROOM 5145 SERVICE 8/12/13 NNMC-10 1 ELECTRICAL
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B4SNP6 LIGHT OUT B-10 7EAST RM-7142 SERVICE 8/22/13 NNMC-10 1 ELECTRICAL

B4SNDF LIGHT OUT  B-10 RM-6144 SERVICE 8/21/13 NNMC-10 1 ELECTRICAL

B4SPRB
LIGHTS OUT - LAUNDRY ROOM - TOTALLY DARK - BLDG 
4, RM 1357

SERVICE 8/23/13 NNMC-10 1 ELECTRICAL

B4SPDP LIGHT BULBS OUT IN NURSE STATION - BLDG 10, 3W SERVICE 8/23/13 NNMC-10 1 ELECTRICAL

B4SSND 6 FLUORESCENT LIGHTS OUT - BLDG 10, 5E, RM 5108A SERVICE 8/26/13 NNMC-10 1 ELECTRICAL

B4SRXW
BATHROOM LIGHT FLICKERS - PATIENT BATHROOM - 
BLDG 10, 5C, RM 5151

SERVICE 8/26/13 NNMC-10 1 ELECTRICAL

B4TSST LIGHT NOT WORKING PROPERLY B-10 RM-5149 CENTER SERVICE 9/6/13 NNMC-10 1 ELECTRICAL

B4TVCB
LIGHTS OUT B-10 1ST FLOOR NURSE ADMINISTRATION 
ROOM

SERVICE 9/9/13 NNMC-10 1 ELECTRICAL

B4TVTV LIGHT BULBS OUT - BLDG 10, RMS 7148A, 7066 SERVICE 9/9/13 NNMC-10 1 ELECTRICAL

B4TVKS LIGHTS OUT - PATIENT ROOMS - BLDG 10, 6W SERVICE 9/9/13 NNMC-10 1 ELECTRICAL

B4TWW7 LIGHT BROKEN, B-10, RMS 5101 & 5103, 5EAST SERVICE 9/10/13 NNMC-10 1 ELECTRICAL

B4TWVT LIGHT FLICKERS B-10 RM-5113A 5EAST SERVICE 9/10/13 NNMC-10 1 ELECTRICAL

B4TYFJ LIGHTS OUT B-10 RM-0103 SERVICE 9/11/13 NNMC-10 1 ELECTRICAL

B4TZ6Y
BATHROOM LIGHT B-10 RM-5175 5WEST PATIENT 
ROOM

SERVICE 9/12/13 NNMC-10 1 ELECTRICAL

B4TZWK
LIGHT NOT WORKING IN MED ROOM - BLDG 10, 7E, RM 
7142

SERVICE 9/13/13 NNMC-10 1 ELECTRICAL

B4V4CJ REPLACE BURNT OUT LIGHTS B-10 RM-7148A SERVICE 9/17/13 NNMC-10 1 ELECTRICAL

B4V3TY
REPLACE LIGHT BULBS - BLDG 10, RMS 6008, 6103, 
4165, 1103 / CEILING TILES – BLDG 10, RMS 7001, 4273

SERVICE 9/17/13 NNMC-10 1 ELECTRICAL

B4VD9S -AH LIGHT OUT B-10 RM-6141A SERVICE 9/21/13 NNMC-10 1 ELECTRICAL

B4PGRK LIGHTS OUT B-10 RM-4025 PATIENT ROOM 4WEST SERVICE 6/18/13 NNMC-10 1 ELECTRICAL

B2WPBH REPLACE BULBS B-10 STAIRWELL 10-C & 10-B SERVICE 4/8/13 NNMC-10 1 ELECTRICAL

B2WPBM REPLACE BULBS B-10 STAIRWELL 10-A SERVICE 4/8/13 NNMC-10 1 ELECTRICAL

B2WPBP REPLACE BULBS B-10 STAIRWELL 10-D SERVICE 4/8/13 NNMC-10 1 ELECTRICAL

B2XVJ4 LIGHTS OUT B-10 RM-7068 7EAST SERVICE 4/16/13 NNMC-10 1 ELECTRICAL

B2XVKW
Light bulb out in staff lounge, needs replacing  - Bldg:10, 
Room: 7148

SERVICE 4/16/13 NNMC-10 1 ELECTRICAL

B2Y22T LIGHTS OUT B-10 RM-5165 5WEST SERVICE 4/25/13 NNMC-10 1 ELECTRICAL

B2Y5MB
REPLACE BULBS B-10 5CENTER RM-5036, 5038, 5040, 
5042

SERVICE 4/30/13 NNMC-10 1 ELECTRICAL

B2Y5XW
MAIN LIGHT IN PATIENT ROOM IS OUT - PICU - BLDG 10, 
RM 3506

SERVICE 4/30/13 NNMC-10 1 ELECTRICAL
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B2Y96W
FLOURESCENT LIGHT OUT IN PATIENT BATHROOM - 
BLDG 10, 5C, RM 5036

SERVICE 5/3/13 NNMC-10 1 ELECTRICAL

B326HZ LIGHT OUT B-10 RM-4056 4EAST SERVICE 5/15/13 NNMC-10 1 ELECTRICAL

B3278D LIGHT OUT B-10 3WEST RM-3187 SERVICE 5/17/13 NNMC-10 1 ELECTRICAL

B4MSDK
REPLACE LIGHT BULB IN SHOWER - BLDG 10, 5C, RM 
5048

SERVICE 5/21/13 NNMC-10 1 ELECTRICAL

B4MYLG
FLICKERING LIGHT IN PATIENT RESTROOM - DARK - 
BLDG 10, 5C, RM 5147

SERVICE 5/28/13 NNMC-10 1 ELECTRICAL

B4NWWG
SHOWER LIGHT OUT B-10 6EAST RM-6107 PATIENT 
ROOM

SERVICE 6/11/13 NNMC-10 1 ELECTRICAL

B4NWFZ LIGHT OUT - B-10 5CENTER RM-5143 SERVICE 6/10/13 NNMC-10 1 ELECTRICAL

B4NKSJ
REPLACE SHOWER LIGHT - BULB BURNT OUT - 
OCCUPIED PATIENT ROOM - BLDG 10, 5W, RM 5076

SERVICE 6/4/13 NNMC-10 1 ELECTRICAL

B4PNX6
CALL BELL SYSTEM NOT WORKING B-10 5EAST NURSE 
STATION

SERVICE 6/21/13 NNMC-10 1 ELECTRICAL

B4RMC9
CALL BELL SYSTEM NOT RINGING TO NURSE STATION - 
BLDG 10, 5C, ALL ROOMS

SERVICE 7/24/13 NNMC-10 1 ELECTRICAL

B4TVVV Mold behind couch in patient room - BLDG 10, RM 7070 SERVICE 9/9/13 NNMC-10 1
ENVIRONMENTA

L

B4PNLW
Restore proper operation to the water fall fountain in 
the Healing garden in building 10 7C.

SERVICE 6/20/13 NNMC-10 1 PLUMBING

B4VCDR -AH DISCOLORED WATER B-10 RM-4295 SERVICE 9/19/13 NNMC-10 1 PLUMBING
B4NWJR AH- WATER LEAK- NNMC-10, RM-2828 SERVICE 6/7/13 NNMC-10 1 PLUMBING
B4SH3Z NO POWER B-10 RM-5115 5EAST SERVICE 8/14/13 NNMC-10 1 ELECTRICAL

B4PTZF REOPEN EXISTING OUTLET - BLDG 10, RM 7421 SERVICE 6/28/13 NNMC-10 1 ELECTRICAL

B4PTY6
NO POWER B-10 RM-3118 3EAST PATIENT LOCKER 
ROOM AND SUPPLY ROOM.

SERVICE 6/28/13 NNMC-10 1 ELECTRICAL

B4RHKV POWER LOSS B-10 5CENTER RM-5037, 5138, & 5136 SERVICE 7/17/13 NNMC-10 1 ELECTRICAL
B4V473 OUTLET NOT WORKING, B-10, RM-7139 SERVICE 9/17/13 NNMC-10 1 ELECTRICAL

B4V3SK
NO ELECTRICITY - FRONT OFFICE, NURSING ADMIN - 
BLDG 10, RM 1008

SERVICE 9/17/13 NNMC-10 1 ELECTRICAL

B4VBV6 -AH POWER OUT B-10 RM-1101 SERVICE 9/19/13 NNMC-10 1 ELECTRICAL
B4VBVC -AH POWER OUT B-10 RM-2107 WEST SERVICE 9/19/13 NNMC-10 1 ELECTRICAL
B4VG9R -AH NO POWER B-10 RM-1101 SERVICE 9/24/13 NNMC-10 1 ELECTRICAL
B2TVVH POWER OUT B-10 RM-1008E SERVICE 3/5/13 NNMC-10 1 ELECTRICAL
B2WWM
D

Replace the faulty surge protection device in bldg 10 3E SERVICE 4/10/13 NNMC-10 1 ELECTRICAL

B2YCZ3 POWER OUT B-10 RM-1115 SERVICE 5/7/13 NNMC-10 1 ELECTRICAL

B2YCV7
LOOSE ELECTRIC OUTLET, SPARKS WHEN USED - BLDG 
10, RM 1115

SERVICE 5/7/13 NNMC-10 1 ELECTRICAL

B2Z9XW OUTLET NOT WORKING - BLDG 10, RM 4269 SERVICE 5/10/13 NNMC-10 1 ELECTRICAL

B2Y5R3
ELECTRICAL PRONG BROKEN IN OUTLET - BLDG 10, RM 
5010

SERVICE 4/30/13 NNMC-10 1 ELECTRICAL

B4R49N FLOOR FOUNTAIN INOPERABLE B-10 7CENTER SERVICE 7/3/13 NNMC-10 1 PLUMBING
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B2YR3M
LOOSE DOOR HANDLE - STRIPPED OUT -  BLDG 10, RM 
6161

SERVICE 5/8/13 NNMC-10 1 LOCKS

B4RCDB DOOR NOT CLOSING PROPERLY B-10 RM-3175 3WEST SERVICE 7/9/13 NNMC-10 1 STRUCTURAL

B4RSGM COLD CALL B-10 7WEST WARD & PATIENT ROOMS SERVICE 7/29/13 NNMC-10 1 HVAC

B4SB79
REWORK - RATTLING NOISE IN AIR VENT, BLDG 8, RM 
1308

SERVICE 8/9/13 NNMC-10 1 HVAC

B4PG7Z
PNEUMATIC TUBE SYSTEM DOWN 6CENTER & 6EAST B-
10 NURSE STATION

SERVICE 6/17/13 NNMC-10 1 HVAC

B4NPPW SUPPY DOOR WILL NOT CLOSE - BLDG 10, RM 3221 SERVICE 6/6/13 NNMC-10 1 STRUCTURAL
B4SNZK HOT CALL, B-10, RM-4045, 4CENTER SERVICE 8/22/13 NNMC-10 1 HVAC

B4TZ6P BASE BOARD COMING OFF, B-10, RMS 7116 SERVICE 9/12/13 NNMC-10 1 STRUCTURAL

B2T76D DOOR NOT SECURING B-10 5 EAST RM-5017 SERVICE 2/12/13 NNMC-10 1 STRUCTURAL

B2Y93T CEILING TILE STAINED B-10 RM-6165H 6WEST SERVICE 5/3/13 NNMC-10 1 STRUCTURAL

B2YD5X PATCH & PAINT B-10 4CENTER RM-NURSE STATION SERVICE 5/7/13 NNMC-10 1 STRUCTURAL

B4MR9J
HOT CALL - BLDG 10, RM 3297 (INSIDE 3228) - 
TREATMENT RM # 2

SERVICE 5/20/13 NNMC-10 1 HVAC

B4N9VN LIGHT OUTS, B-10, RM-6165I, PRENATAL ASSESSMENTS SERVICE 5/31/13 NNMC-10 1 ELECTRICAL

B4NKSF
DOOR HANDLE WON'T UNLATCH - CAN'T OPEN DOOR - 
THERAPY ROOM -BLDG 10, 7W, RM 7018

SERVICE 6/4/13 NNMC-10 1 LOCKS

B2TV7N LIGHT SWITCH LOOSE B-10 RM-6002 6EAST SERVICE 3/4/13 NNMC-10 1 ELECTRICAL

B2Y6J5 LIGHT SWITCHES B-10 5CENTER PATIENT ROOMS SERVICE 5/1/13 NNMC-10 1 ELECTRICAL

B4NRGM
COLD CALL - OCCUPIED PATIENT ROOM - BLDG 10, RM 
4288

SERVICE 6/7/13 NNMC-10 1 HVAC

B4NRHP AH-TO COLD,NNMC-10,RM-5004 SERVICE 6/6/13 NNMC-10 1 HVAC

B4SLHW AH-TOO HOT, NNMC-10, RM-5121 SERVICE 8/15/13 NNMC-10 1 HVAC

B4TPBW HOT CALL, B-10, RM-5056 SERVICE 9/3/13 NNMC-10 1 HVAC

B4V3JW COLD CALL, B-10, RM-3177, 3 WEST SERVICE 9/16/13 NNMC-10 1 HVAC
B4V434 -AH COLD CALL B-10 RM-2104 SERVICE 9/17/13 NNMC-10 1 HVAC

B4SNHF
AH-"CONDS: SETPOINT 74 DEGS., FOR ROOM. nnmc-
104CTR 4041,

SERVICE 8/20/13 NNMC-10 1 HVAC

B4SM3X AH-TOO HOT IN NICU, nnmc-10, 6051 SERVICE 8/18/13 NNMC-10 1 HVAC
B4PNB9 COLD CALL B-10 RM-3004 INFUSION ROOM 3EAST SERVICE 6/20/13 NNMC-10 1 HVAC

B4PNM3 COLD CALL - PATIENT ROOM - BLDG 10, 4C, RM 4043 SERVICE 6/20/13 NNMC-10 1 HVAC

B4PNG3 HOT CALL B-10 RM-6036 6CENTER MICC SERVICE 6/20/13 NNMC-10 1 HVAC

B4PR4P AH-PATIENT ROOM TEMP TOO HIGH, NNMC-10, RM-19 SERVICE 6/22/13 NNMC-10 1 HVAC

B4PR94
AH-TOO WARM IN PATIENT ROOM-NNMC-10- 3 CTR 
3245

SERVICE 6/22/13 NNMC-10 1 HVAC

B4PV7D HOT CALL - ADJUST TEMP - BLDG 10, RM 4123B SERVICE 6/28/13 NNMC-10 1 HVAC
B4PX3W COLD CALL B-10 RM-3107 APU 3EAST SERVICE 7/1/13 NNMC-10 1 HVAC
B4RG4V -AH ROOM TOO HOT B-10 RM-5010 SERVICE 7/11/13 NNMC-10 1 HVAC
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B4RGFN AH-TO COLD, NNMC-10, RM-5022 SERVICE 7/12/13 NNMC-10 1 HVAC
B4RGWT HOT CALL B-10 RM-5010 5EAST PATIENT ROOM SERVICE 7/16/13 NNMC-10 1 HVAC
B4RL6V APU TOO HOT - BLDG 10,3E, RM 3018 SERVICE 7/23/13 NNMC-10 1 HVAC

B4RL9J
COLD CALL - TOO COLD - PATIENT ROOM - BLDG 10, RM 
5002

SERVICE 7/23/13 NNMC-10 1 HVAC

B4RLDM COLD CALL - WAY TOO COLD - BLDG 10, ALL 7W SERVICE 7/23/13 NNMC-10 1 HVAC
B4RS9G COLD CALL, B-10, RM-5179, HEMOC WARD SERVICE 7/29/13 NNMC-10 1 HVAC
B4RSCK COLD CALL, B-10, RMS- 7023- 7021 & 7017- 7WEST SERVICE 7/29/13 NNMC-10 1 HVAC
B4S9S4 -AH WARD TOO HOT B-10 RM-5 EAST SERVICE 8/7/13 NNMC-10 1 HVAC

B4S79C
AH-TOO HOT ON THE SOUTH SIDE of hallway, NNMC-
10,ALL ROOMS

SERVICE 8/4/13 NNMC-10 1 HVAC

B4S79G AH-PATIENT ROOM TOO HOT, NNMC-10-4282 EAST SERVICE 8/7/13 NNMC-10 1 HVAC

B4NWDB HOT CALL B-10 MAIN LOBBY SERVICE 6/10/13 NNMC-10 1 HVAC

B4NPTB HOT CALL - BLDG 10, 7W, RM 7225 - STAFF ROOM SERVICE 6/6/13 NNMC-10 1 HVAC

B4NPVN HOT CALL - PATIENT ROOM - BLDG 10, 4W, RM 4015 SERVICE 6/6/13 NNMC-10 1 HVAC

B4R4JK TOO COLD IN PATIENT ROOM - BLDG 10, 4E, RM 4071 SERVICE 7/3/13 NNMC-10 1 HVAC

B4R6VX HOT CALL, B-10, RM-3211- 3CENTER SERVICE 7/8/13 NNMC-10 1 HVAC
B4RCT4 HOT CALL, B-10, 3WEST SERVICE 7/10/13 NNMC-10 1 HVAC

B4RDFD HOT CALL B-10 RM-1133 SERVICE 7/11/13 NNMC-10 1 HVAC

B4RDFM HOT CALL - NO AC - BLDG 10, RM 1115 SERVICE 7/11/13 NNMC-10 1 HVAC
B4RHL4 COLD CALL B-10 5EAST RM-5006 PATIENT ROOM SERVICE 7/17/13 NNMC-10 1 HVAC

B4RLPD
TOO COLD IN PATIENT ROOM - TELEMETRY - BLDG 10, 
3C, RM 3257

SERVICE 7/23/13 NNMC-10 1 HVAC

B4RKZC AH-TOO HOT ON 4 EAST AND 5 CENTER, NNMC-10 SERVICE 7/20/13 NNMC-10 1 HVAC

B4RL39
AH-TOO HOT IN PATIENT ROOM (CVH 302-33), NNMC-
10,326

SERVICE 7/20/13 NNMC-10 1 HVAC

B4RKTB AH-TOO HOT IN PATIENT ROOM (CVH 402-30) SERVICE 7/19/13 NNMC-10 1 HVAC

B4RKNK AH-TOO HOT IN PATIENT ROOM, NNMC-10, RM 6008 SERVICE 7/18/13 NNMC-10 1 HVAC

B4RKP3 COLD CALL, B-10, RM-3158, 3CENTER SERVICE 7/22/13 NNMC-10 1 HVAC

B4RKKM REST HUMIDISTAT, B-10, RM 101 MECH ROOM SERVICE 7/22/13 NNMC-10 2 HVAC
B4RLMF HOT CALL B-10 RM-3018 3EAST SERVICE 7/23/13 NNMC-10 1 HVAC

B4RTXV
COLD CALL - TOO COLD - PATIENT ROOM - BLDG 10, RM 
3247

SERVICE 7/31/13 NNMC-10 1 HVAC

B4S6XP AH-NO A/C: AREA TEMP TOO HOT, nnmc-10 3284 SERVICE 8/6/13 NNMC-10 1 HVAC

B4S6XW AH-A/C NOT WORKING IN OFFICE AREA. nnmc-10, 4242 SERVICE 8/6/13 NNMC-10 1 HVAC

B4S6VH
AH-NO AIR FLOW ON THE ENTIRE UNIT, NNMC-10, ALL 
ROOMS,

SERVICE 8/5/13 NNMC-10 1 HVAC

B4S6VM AH-TOO HOT IN PATIENT ROOM, NNMC-10.RM 3247 SERVICE 8/3/13 NNMC-10 1 HVAC

B4S64H AH-TOO HOT, NNMC-10, RM 4278E SERVICE 8/1/13 NNMC-10 1 HVAC

B4S64M AH-PATIENT ROOM TOO HOT, NNMC-10, 3247, 3294 SERVICE 8/2/13 NNMC-10 1 HVAC

B4S674 TOO HOT - PATIENT ROOM - BLDG 10, RM 4132 SERVICE 8/6/13 NNMC-10 1 HVAC
B4SGT3 HOT CALL B-10 RM-1133 SERVICE 8/13/13 NNMC-10 1 HVAC
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B4SFR4 COLD CALL, B-10, RM-7021 SERVICE 8/12/13 NNMC-10 1 HVAC

B4SNTJ NO HOT WATER B-10 3WEST PEDIATRICS SERVICE 8/22/13 NNMC-10 1 PLUMBING
B4SM4L AH-TOO COLD, nnmc-10, 4CTR 4047 SERVICE 8/18/13 NNMC-10 1 HVAC

B4SPLS AH-TOO HOT, NNMC-10, 3143 SERVICE 8/22/13 NNMC-10 1 HVAC

B4SPJV
AC GETS TOO COLD IN PM - PATIENT ROOM - BLDG 10, 
5W, RM 5074

SERVICE 8/23/13 NNMC-10 1 HVAC

B4SP93 WAY TOO HOT - BLDG 10, 6W, RM 6060 SERVICE 8/23/13 NNMC-10 1 HVAC

B4SRZF COLD CALL - TOO COLD - BLDG 10, RM 5029 SERVICE 8/26/13 NNMC-10 1 HVAC

B4STM3
HOT CALL - Too hot - adjust the temperature - building 
10, Room 3277, 3 Center

SERVICE 8/28/13 NNMC-10 1 HVAC

B4TP9L HOT CALL- B-10, RM-4132, 4 CENTER SERVICE 9/3/13 NNMC-10 1 HVAC

B4TZ3R COLD CALL, B-10, RM-5024 SERVICE 9/12/13 NNMC-10 1 HVAC

B4V9ZN -AH COLD CALL B-10 RM-APU & 4252 SERVICE 9/17/13 NNMC-10 1 HVAC

B4V3V9
COLD CALL, B-10, 6TH FL. WHOLE AREA IN PRENATAL 
ASSESSMENT CLINIC

SERVICE 9/17/13 NNMC-10 1 HVAC

B4V4CL -AH COLD CALL B-10 RM-4179 WEST SERVICE 9/17/13 NNMC-10 1 HVAC
B4V9ZS COLD CALL, B-10, RMS 2120, 2121 & 2122, IVS SERVICE 9/18/13 NNMC-10 1 HVAC
B4V3ST TOO COLD - PATIENT ROOM - BLDG 10, 3W, 3177 SERVICE 9/17/13 NNMC-10 1 HVAC
B4VBVB -AH HOT CALL B-10 RM-462, 4132 SERVICE 9/19/13 NNMC-10 1 HVAC
B4VCDN -AH HOT CALL B-10 RM-6101 EAST SERVICE 9/19/13 NNMC-10 1 HVAC
B4VCGB -AH HOT CALL B-10 RM-4 CENTER RM-4132 & 4246 SERVICE 9/19/13 NNMC-10 1 HVAC
B4VBXC -AH HOT CALL B-10 RM-4252 SERVICE 9/18/13 NNMC-10 1 HVAC
B4VCXX COLD CALL, B-10, RM-4212 4WEST SERVICE 9/23/13 NNMC-10 1 HVAC
B4VD7W -AH COLD CALL B-10 NICU SERVICE 9/22/13 NNMC-10 1 HVAC

B4VCXB
COLD CALL - TOO COLD - PATIENT ROOM - BLDG 10, 3C, 
RM 3255

SERVICE 9/23/13 NNMC-10 1 HVAC

B4VFPF HOT CALL B-10 RM-1133 SERVICE 9/24/13 NNMC-10 1 HVAC
B2NWTZ Cold Call, B-10, RM-5137 5 Center SERVICE 1/3/13 NNMC-10 3 HVAC
B2PP7Z TOO HOT IN ROOM, NNMC-10, RM. 4065E SERVICE 1/7/13 NNMC-10 3 HVAC
B2R34M CDO OFFICE HAS NO HEAT AT ALL. B-10 RM-1101 SERVICE 1/22/13 NNMC-10 1 HVAC
B2R35K HOT CLOSET B-10 RM-6154B SERVICE 1/22/13 NNMC-10 1 HVAC
B2R3BP COLD CALL, B-10,2ND FL. REPRODUCTIVE CENTER SERVICE 1/22/13 NNMC-10 3 HVAC

B2RPVL
HOT CALL, B-10, 6TH FL. PRENATAL ASSESSMENT 
CENTER

SERVICE 1/28/13 NNMC-10 2 HVAC

B2RYKS HOT NETWORK CLOSET B-10 RM-4143 -AH SERVICE 1/24/13 NNMC-10 1 HVAC

B2S6P6
HOT CALLS - 2 PATIENT ROOMS - BLDG 10, RMS 4051, 
4049

SERVICE 1/29/13 NNMC-10 3 HVAC

B2SH5X COLD CALL - BLDG 10, 6165A SERVICE 1/31/13 NNMC-10 1 HVAC

B2SHH5
HOT NETWORK CLOSET,NNMC-10,RM 4143- AH 24 
HOUR

SERVICE 1/28/13 NNMC-10 4 HVAC

B2SYXV COLD CALL - BLDG 10, RM 7234, NE WING SERVICE 2/7/13 NNMC-10 1 HVAC
B2T7M4 COLD CALL, B-10, RMS-7117, 7123 & 7026 7WEST SERVICE 2/13/13 NNMC-10 1 HVAC
B2TGKP TOO COLD IN PATIENT ROOM,NNMC-10, RM 5006 SERVICE 2/17/13 NNMC-10 1 HVAC
B2TGM8 COLD TEMP, NNMC-10, RM 7069 E-AH SERVICE 2/16/13 NNMC-10 4 HVAC
B2TGMG TO HOT, NNMC-10, RM-3014-AH SERVICE 2/15/13 NNMC-10 4 HVAC
B2TGMK TO COLD, NNMC-10, RM-4039-AH SERVICE 2/15/13 NNMC-10 4 HVAC
B2TVG6 COLD CALL, B-10, RMS-5117 & 5018, 5EAST SERVICE 3/4/13 NNMC-10 1 HVAC
B2TVR5 AH-TEMPERATURE TOO COLD, NNMC-10, 5EAST SERVICE 3/2/13 NNMC-10 1 HVAC
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B2TX6Y AH-PATIENT ROOM TOO COLD, NNMC-10,RM 3139 SERVICE 3/5/13 NNMC-10 1 HVAC
B2TWZK COLD CALL B-10 7234 7NORTHEAST SERVICE 3/5/13 NNMC-10 1 HVAC
B2VF2C AH-COLD CALL, TOO COLD, NNMC-10,RM-7068E SERVICE 3/14/13 NNMC-10 1 HVAC
B2W4K9 AH - HOT NETWORK CLOSET - NNMC-10, RM 4143 SERVICE 3/27/13 NNMC-10 1 HVAC
B2XSSB COLD CALL B-10 RM-5042 5CENTER SERVICE 4/15/13 NNMC-10 1 HVAC
B2XWW
W

NO HOT WATER B-10 RM-7055 7CENTER SERVICE 4/19/13 NNMC-10 1 PLUMBING

B2YCZ8 HOT CALL B-10 RM-7149 7NORTHEAST SERVICE 5/7/13 NNMC-10 1 HVAC
B2YCWD HOT CALL - PATIENT ROOM - BLDG 10, 5C, RM 5135 SERVICE 5/7/13 NNMC-10 1 HVAC

B2YRBT
HOT CALL - TOO HOT - PATIENTS & STAFF MEMBERS 
COMPLAINING - BLDG 10, 1ST FLOOR LOBBY

SERVICE 5/8/13 NNMC-10 1 HVAC

B2ZCFF COLD CALL B-10 RM-1008D & 1008E SERVICE 5/13/13 NNMC-10 1 HVAC

B32686 LIGHTS OUT B-10 RM-6165C 6WEST SERVICE 5/15/13 NNMC-10 1 HVAC

B326X8
ADJUST TEMP - TOO COLD - BLOWING FROM VENTS - 
BLDG 10, RM 1008 (ENTIRE AREA) - ADMIN OFFICE

SERVICE 5/16/13 NNMC-10 1 HVAC

B3277N RESET AHU #3 B-10 SERVICE 5/17/13 NNMC-10 1 HVAC

B4MRLF HOT CALL - BLDG 10 - APU - PATIENT ROOM - RM 3107 SERVICE 5/20/13 NNMC-10 1 HVAC

B4MVRK HOT CALL B-10 RM-NEAR 2199 IN HALLWAY SERVICE 5/22/13 NNMC-10 1 HVAC

B4N6CL HOT CALL - PATIENT ROOMS - BLDG 10, RMS 4280, 4282 SERVICE 5/30/13 NNMC-10 1 HVAC

B4NHVN HOT CALL - CLASSROOM - BLDG 10, RM 1008J SERVICE 6/3/13 NNMC-10 1 HVAC

B4NWRG HOT CALL B-10 RM-5072 5WEST SERVICE 6/10/13 NNMC-10 1 HVAC

B4NX67 AH-TOO WARM,NNMC-10, RM 4E 4065 SERVICE 6/9/13 NNMC-10 1 HVAC

B4NWK6
AH-TOO HOT IN PATIENT ROOM. NNMC-10- RM. 4079 
EAST

SERVICE 6/7/13 NNMC-10 1 HVAC

B4PGHN
HOT CALL - TOO HOT IN PATIENT ROOM - BLDG 10, 4C, 
RM 4043

SERVICE 6/18/13 NNMC-10 1 HVAC

B4NKMR COLD CALL - PATIENT ROOM - BLDG 10, 4E, ROOM 4069 SERVICE 6/4/13 NNMC-10 1 HVAC

B4SFT7 REPAIR FLOOR TILES B-10 RM-6127 SERVICE 8/12/13 NNMC-10 1 STRUCTURAL

B4TXWK REPLACE MISSING CEILING TILES B-10 RM-5162 SERVICE 9/11/13 NNMC-10 1 STRUCTURAL

B4PR9G
AH- PNEUMATIC TUBE SYSTEM DOWN AT NURSES 
STATION- NNMC-10, 7 WEST

SERVICE 6/23/13 NNMC-10 1 HVAC

B4PXMY
PNUEMATIC TUBE SYSTEM, B-10, NURSING STATION- 
6CENTER

SERVICE 7/2/13 NNMC-10 1 HVAC

B4RCJV
PNUEMATIC TUBE - TUBE SYSTEM DOWN - BLDG 10, 
NURSING STATION- 6CENTER

SERVICE 7/10/13 NNMC-10 1 HVAC

B2PPFT Pnuematic Tube, B-10, Nursing station 7 west SERVICE 1/14/13 NNMC-10 2 HVAC
B2XY33 PNUEMATIC TUBE- B-10, NURSE STATION- 7WEST SERVICE 4/22/13 NNMC-10 1 HVAC
B4PR46 REPAIR LEAKING STEAM VALVE B-10 RM-1670 SERVICE 6/24/13 NNMC-10 1 HVAC

B4PGL9
REPAIR LOW PRESSURE STEAM LEAK - BLDG 10, MER 
0103

SERVICE 6/18/13 NNMC-10 1 PLUMBING

B4SHBJ CLEAN AIR VENTS B-10 RM-1005 SERVICE 8/14/13 NNMC-10 1 HVAC
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B4R9X4
MILDEW ON WALLS FROM CEILING LEAK- BLDG 10, RM 
7131

SERVICE 7/9/13 NNMC-10 1 STRUCTURAL

B4PSTR
Seal the gap between the walls and the janitors sink - 
NNMC-10, RM 3287

SERVICE 6/26/13 NNMC-10 1 STRUCTURAL

B4SFTB PATCH & PAINT B-10 RM-5155 SERVICE 8/12/13 NNMC-10 1 STRUCTURAL

B4V39R PATCH & PAINT B-10 5CENTER RM-5156 SERVICE 9/16/13 NNMC-10 1 STRUCTURAL

B4VCGF -AH REPAIRS B-10 RM-5WEST RM-5165 & 5076 SERVICE 9/19/13 NNMC-10 1 STRUCTURAL

B4VFDL
REPAIR/REPLACE BASEBOARD - COMPLETELY OFF - 
BLDG 10, 5C, RM 5137

SERVICE 9/24/13 NNMC-10 1 STRUCTURAL

B2TGXK PATCH N PAINT B-10 5 CENTER RM-5028 SERVICE 2/22/13 NNMC-10 1 STRUCTURAL

B2XSYT PATCH N PAINT B-10A RM-121 PRECEPTING ROOM SERVICE 4/15/13 NNMC-10 1 STRUCTURAL

B2XVKB
Paneling hanging off wall at observation window - Bldg: 
10, Observation window by room 7069

SERVICE 4/16/13 NNMC-10 1 STRUCTURAL

B2Y5M4 PATCH & PAINT B-10 5 CENTER RM-5036 SERVICE 4/30/13 NNMC-10 1 STRUCTURAL

B2Y5BN PATCH AND PAINT B-10 RM-4258 4 CENTER SERVICE 4/29/13 NNMC-10 1 STRUCTURAL

B2Y86Z PATCH & PAINT B-10 RM-6153 & 6157  6WEST SERVICE 5/2/13 NNMC-10 1 STRUCTURAL

B2ZD7B PATCH & PAINT B-10 RM-6165 & 6163 6WEST SERVICE 5/14/13 NNMC-10 1 STRUCTURAL

B327CD PATCH & PAINT B-10 4EAST RM-4157 SERVICE 5/17/13 NNMC-10 1 STRUCTURAL

B4N9YV PATCH N PAINT B-10 5CENTER RM-5028 SERVICE 5/31/13 NNMC-10 1 STRUCTURAL

B2YCV3
NO HOT WATER, PATIENT ROOM BLDG 10, 7W, RM 
7011

SERVICE 5/7/13 NNMC-10 1 PLUMBING

B4RV6F CAULK  EXTERIOR GLASS FRAME B-10 7WEST SERVICE 7/31/13 NNMC-10 1 STRUCTURAL

B4RV6G CAULK  EXTERIOR GLASS FRAME B-10 7EAST SERVICE 7/31/13 NNMC-10 1 STRUCTURAL

B2RPVP
WINDOWS NEED SEALING B-10 7TH FLOOR RM-7041 & 
7043 7 CENTER

SERVICE 1/28/13 NNMC-10 1 STRUCTURAL

B4SXNK -AH LEAK B-10 RM-5064 WEST SERVICE 8/29/13 NNMC-10 1

B4SXKD -AH DOORS NOT OPENING B-10 RM-N/A SERVICE 8/30/13 NNMC-10 1

B4NPRG -AH TOO WARM B-10 RM-3149 WEST SERVICE 6/5/13 NNMC-10 1
B4NPRJ -AH COLD CALL B-10 RM-5040 CENTER SERVICE 6/5/13 NNMC-10 1

B4NPRV -AH HOT CALL B-10 RM-ENTIRE FLOOR SERVICE 6/5/13 NNMC-10 1

B4NNVJ
HOT CALL B-10 RM-5110A 5EAST BEHIND NURSE 
STATION

SERVICE 6/5/13 NNMC-10 1 HVAC

B4NNVM AH-ROOM TEMPERATURE TO HOT, NNMC-10-6131 SERVICE 5/15/13 NNMC-10 1 HVAC

B4NNW3
-AH-REPLACE LIGHT BULB IN PATIENTS BATHROOM-
NNMC-106CTR 6012-

SERVICE 6/4/13 NNMC-10 1

B4NNWJ -AH-REPLACE SHOWER HEAD-NNMC-10, 5016 SERVICE 6/4/13 NNMC-10 1 PLUMBING
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B4NLJG -AH CALL BELL B-10 RM-5119 EAST SERVICE 6/3/13 NNMC-10 1
B4NLJH -AH TOO COLD B-10 RM-4069 EAST SERVICE 6/3/13 NNMC-10 1
B4NLKF -AH HOT CALL B-10 RM-MULTIPLE SERVICE 6/4/13 NNMC-10 1

B4NRJ4 DOOR NOT LATCHING - BLDG 10, ROOM 3250 SERVICE 6/7/13 NNMC-10 1 LOCKS

B4SLRS Entrance door handle gets stuck- BLDG 10, 3C, RM 3245 SERVICE 8/19/13 NNMC-10 1 LOCKS

B4SLSX CALL LIGHT BLINKING B-10 5EAST RM-5117 SERVICE 8/19/13 NNMC-10 1 ELECTRICAL

B4TPBD
CYPHER LOCK NOT WORKING PROPERLY, B-10, RM-
7023, 7WEST

SERVICE 9/3/13 NNMC-10 1 REPAIR

B4NXL4
SUPPLY DOOR WILL NOT CLOSE / KEY PAD MANUAL 
LOCK BROKEN -  BLDG 9A, RM 3221

SERVICE 6/12/13 NNMC-10 1 LOCKS

B4SHCX -AH TOILET CLOGGED B-10 RM-4166 E SERVICE 8/14/13 NNMC-10 1

B4SHDH -AH LIGHTS OUT B-10 FLAGPOLE SERVICE 8/13/13 NNMC-10 1

B4SHH4 SHOWER HEAD & HOSE B-10 RM-6028A MICC SERVICE 8/14/13 NNMC-10 1 STRUCTURAL

B4SKKW PILOERS EXPOSED, B-10, 7WEST NURSE STATION SERVICE 8/15/13 NNMC-10 1 REPAIR

B4SKGW
CALL BELL SYSTEM MALFUNCTION B-10 ALL 3WEST & 
4WEST

SERVICE 8/15/13 NNMC-10 1 ELECTRICAL

B4SKJM -AH HOT CALL B-10 RM-5111E PATIENT ROOM SERVICE 8/14/13 NNMC-10 1
B4V3FT CALL BELL SYSTEM B-10 3CENTER NURSE STATION SERVICE 9/16/13 NNMC-10 1 ELECTRICAL

B4SM63
LOOSE COUNTER TOP - SHIFTS WHEN TOUCHED - 
MISSING CLIPS - NURSE STATION - BLDG 10, 5E, NURSE 
STATION, NEAR RM 5108

SERVICE 8/20/13 NNMC-10 1 LABOR

B4SNWF AH-TOO HOT, NNMC-10, RM-4CTR 4045 SERVICE 8/21/13 NNMC-10 1

B4SNX4
AH-CALL BELL SYSTEM SOUNDING,NNMC-10, RM-3010 
EAST

SERVICE 8/21/13 NNMC-10 1

B4TRSX
BROKEN DOOR LOCK - KEY GETS JAMMED - BLDG 10, 5C, 
RM 5053

SERVICE 9/4/13 NNMC-10 1 LOCKS

B4TRMW AH-CLOGGED TOILET- NNMC-10, 5CTR 5145 SERVICE 9/1/13 NNMC-10 1

B4TRR4 AH-B-10, RM-3016, PATIENT ROOM TOO HOT SERVICE 9/3/13 NNMC-10 1
B4TRRC AH-NNMC-10, SINK CLOGGED IN PATIENT ROOM SERVICE 9/3/13 NNMC-10 1

B4TRRF AH-NNMC-10, 6052, CEILING TILE-TILES COLLAPSING SERVICE 9/3/13 NNMC-10 1

B4TRPW
AH-b-10, RM-5072, WATER LEAKING FROM SHOWER 
INTO HALLWAY

SERVICE 9/4/13 NNMC-10 1

B4SSKR
SHOWER HEAD HOSE SPRAYS WATER - PATIENT 
BATHROOM - BLDG 10, 5C, RM 5046

SERVICE 8/26/13 NNMC-10 1

B4TSBV NO AUDIO FOR CALL BELL - BLDG 10, RM 4250 SERVICE 9/5/13 NNMC-10 1 ELECTRICAL

B4TS79
LIGHT SWITCH SCREW MISSING B-10 7WEST PSYCH 
WARD RM-7216

SERVICE 9/5/13 NNMC-10 1 ELECTRICAL

B4PP3X -AH LEAK B-10 RM-6010 SERVICE 6/20/13 NNMC-10 1
B4PP3Y -AH NO AIR SUPPLY B-10 RM-3532 SERVICE 6/20/13 NNMC-10 1

B4PNZF
TUBE SYSTEM TO GOING TO LAB SIGNED OFF - BLDG 10, 
7W, RM 7112, MAIN NURSE STATION

SERVICE 6/21/13 NNMC-10 1 REPAIR

B4PPS6
DOORS WILL NOT CLOSE, B-10, RMS-3147 & 3173- 
3WEST

SERVICE 6/24/13 NNMC-10 1 REPAIR

B4PPS7 CLOGGED SINK, B-10, NURSE STATION 3WEST SERVICE 6/24/13 NNMC-10 1 PLUMBING
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B4PRHN
DOOR HANDLE ABOUT TO FALL OFF - STAFF LOCKER 
ROOM - BLDG 10, RM 4150

SERVICE 6/25/13 NNMC-10 1 LOCKS

B4PRWH
HANDYMAN- REMOVE MIRROR FROM WALL, B-10- RM-
3228

SERVICE 6/25/13 NNMC-10 1 LABOR

B4PRWN
HANDYMAN- REMOVE CABINET AND COUNTER, B-10- 
RM-3296 & 3297

SERVICE 6/25/13 NNMC-10 1 LABOR

B4PR4M AH-TO HOT, B-10, RM-4061 SERVICE 6/21/13 NNMC-10 1 HVAC
B4PWR6 -AH HOT CALL B-10 RM-3143 SERVICE 6/28/13 NNMC-10 1
B4PWSL -AH HOT CALL B-10 RM-4071 4EAST SERVICE 6/30/13 NNMC-10 1
B4PXGL -AH COLD CALL B-10 RM-4079 & 4069 SERVICE 6/29/13 NNMC-10 1

B4PXHV -AH REPLACE LIGHT B-10 RM-6006 SERVICE 6/30/13 NNMC-10 1

B4PWT4 LIGHTS OUT, B-10, RM-4153- 4EAST SERVICE 7/1/13 NNMC-10 1 ELECTRICAL

B4PX7B PATCH AND PAINT, B-10, RMS-5013 & 5009- 5EAST SERVICE 7/1/13 NNMC-10 1 FCA_PAINT

B4PXGY
REPLACE FLOURESCENT LGHT BULBS - 1 POD - BLDG 10, 
RM 1100

SERVICE 7/2/13 NNMC-10 1

B4R7ZV
AH-CLOGGED TOILET IN PATIENT ROOM-NNMC-10-
ROOM 5044 CENTER

SERVICE 7/6/13 NNMC-10 1

B4R93D AH-TOO HOT (CVH 402-31), NNMC-10, RM 4047 SERVICE 7/6/13 NNMC-10 1
B4R9XG AH- TOO HOT-NNMC-10-5 CTR 5141 SERVICE 7/8/13 NNMC-10 1

B4R9Y6
AH-ICE MACHINE NOT DRAINING.NNMC-10-RM 4128 
CENTER

SERVICE 7/9/13 NNMC-10 1

B4R94G
REPAIR DAMAGED RAILING B-10 BASEMENT OUTSIDE 
ELEVATOR

SERVICE 7/9/13 NNMC-10 1 STRUCTURAL

B4RG49 -AH TOO HOT B-10 CVH: 301-34 SERVICE 7/10/13 NNMC-10 1
B4RG9W -AH TOILET LEAK B-10 RM-5022E SERVICE 7/12/13 NNMC-10 1

B4RGCC
AH-WEST TRANSPORT ELEVATOR HAS WATER IN FRONT 
OF DOORS, MAYBE COMING FROM ROOF.NNMC-10

SERVICE 7/13/13 NNMC-10 1

B4RGNN AH-TOO HOT IN THE ARC UNIT- NNMC-10. RM 2104 SERVICE 7/13/13 NNMC-10 1

B4RGVM
CEILING LEAK AND CEILING TILE REPLACED, B-10, RM-
0110A BY ELEVATORS EAGLE WEST

SERVICE 7/16/13 NNMC-10 1 PLUMBING

B4RGRY
HILROM SYSTEM NOT WORKING PROPERLY, BLDG10, 
NURSES STATION, 5C

SERVICE 7/16/13 NNMC-10 1

B4RL6D
CLOSET DOOR HANDLE FALLING OFF - BLDG 10, RM 
5153

SERVICE 7/23/13 NNMC-10 1 LOCKS

B4RLZZ -AH NEGATIVE PRESSURE B-10 RM-5103 EAST SERVICE 7/24/13 NNMC-10 1
B4RS6L -AH HOT CALL B-10 RM-3251& 3247 SERVICE 7/25/13 NNMC-10 1
B4RS6N -AH HOT CALL B-10 RM-3221 SERVICE 7/25/13 NNMC-10 1
B4RS9J -AH FRONT DOOR BROKEN B-10 CDO DESK SERVICE 7/25/13 NNMC-10 1
B4RSDP -AH CLOGGED TOILET B-10 RM-5133 CENTER SERVICE 7/27/13 NNMC-10 1
B4RSDT -AH ICE MACHINE LEAK B-10 RM-4112W SERVICE 7/27/13 NNMC-10 1
B4RSF9 -AH HOT CALL B-10 RM-4049 SERVICE 7/27/13 NNMC-10 1
B4RSDB -AH HOT CALL B-10 RM-4242 & NURSE STATION SERVICE 7/26/13 NNMC-10 1

B4RXZJ
REPLACE MISSING SCREWS ON LOCK - MENS RESTROOM 
- BLDG 10,3C,  RM 3290

SERVICE 8/2/13 NNMC-10 1 LOCKS

B4RY7S TUBE SYSTEM DOWN - BLDG 10, 7W, NURSE STATION SERVICE 8/2/13 NNMC-10 1 CONVEYING
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B4RYCL
MUSTY SMELL IN CEILING - BLDG 10, 4C, NURSE 
STATION

SERVICE 8/2/13 NNMC-10 1

B4SB99 REPLACE FLUORESCENT BULB, BLDG 10, RM 5014, 5E SERVICE 8/9/13 NNMC-10 1

B4S74T TUBE SYSTEM DOWN B-10 MICC 6TH FLOOR SERVICE 8/7/13 NNMC-10 1 ELECTRICAL

B4S9SD -AH POWER OUTAGE B-10 RM-2002 SERVICE 8/8/13 NNMC-10 1

B4S9SH -AH RE-GLUE B-10 RM-2002 SERVICE 8/8/13 NNMC-10 1

B4S9SN -AH PATIENT ROOM HOT B-10 RM-5103 EAST SERVICE 8/7/13 NNMC-10 1

B4S7B9 AH-REPAIR ICE MACHINE, NNMC-10,NUTRITION ROOM SERVICE 8/6/13 NNMC-10 1 HVAC

B4SVJW -AH NEGATIVE PRESSURE ROOM ALARM B-10 RM-5103E SERVICE 8/28/13 NNMC-10 1

B4SVK3 -AH HOT CALL B-10 EAST WING SERVICE 8/25/13 NNMC-10 1
B4SVK9 -AH TOO COLD B-10 RM-ENTIRE WING N/A FLOOR SERVICE 8/24/13 NNMC-10 1
B4SVKC -AH TOO HOT B-10 RM-4282 EAST SERVICE 8/25/13 NNMC-10 1
B4SVKF -AH NO POWER B-10 RM-CDO DESK SERVICE 8/25/13 NNMC-10 1
B4SVKG -AH TOO COLD B-10 RM-3241 SERVICE 8/25/13 NNMC-10 1

B4NWCJ LIGHTS OUT, Building 10, 5 West, Room 5064/ 5w01 SERVICE 6/10/13 NNMC-10 1 HVAC

B4NRCB LIGHTS OUT - BLDG 10, CLARK AUDITORIUM SERVICE 6/7/13 NNMC-10 1 ELECTRICAL

B4NR7Z
DOORS NOT CLOSING, B-10, DOOR# 6033- MOTHER 
INFANT CARE

SERVICE 6/7/13 NNMC-10 1

B4NPCJ
PNEUMATIC TUBE DOWN - LABOR & DELIVERY - NURSE 
STATION - BLDG 10, 6TH FLOOR

SERVICE 6/6/13 NNMC-10 1 REPAIR

B4NPFC BROKEN KEY CORE - BLDG 10, 5C, RM 5158 SERVICE 6/6/13 NNMC-10 1 LOCKS

B4NPCY LIGHTS OUT, B-10, RM-6153- PRENETAL ASSESSMENT SERVICE 6/6/13 NNMC-10 1 ELECTRICAL

B4NPKR CLOGGED SINK, B-10, RM-6101, 6EAST SERVICE 6/6/13 NNMC-10 1 PLUMBING

B4NPML LIGHTS FLICKERING, B-10, RM-6109, 6EAST SERVICE 6/6/13 NNMC-10 1 ELECTRICAL

B4NPRB LIGHTS OUT, B-10, RM-3067, 3RD FL. APU SERVICE 6/6/13 NNMC-10 1 ELECTRICAL

B4NZHR HOT CALL, B-10, RM-6112 (SUITE 5) WARD 61 SERVICE 6/12/13 NNMC-10 1 HVAC
B4PB7B -AH TOILET LEAK B-10 RM-3263 C SERVICE 6/12/13 NNMC-10 1

B4P9YP CALL BELL SYSTEM INOPERABLE BLDG 10 ALL 5WEST SERVICE 6/14/13 NNMC-10 1 ELECTRICAL

B4PB3G
PNEUMATIC TUBE SYS DOWN - BLDG 10, 7W, RM 7112, 
MAIN NURSE STATION

SERVICE 6/14/13 NNMC-10 1 REPAIR

B4PB3D SINK LEAK ON FLOOR B-10 RM-1018 MENS RESTROOM SERVICE 6/14/13 NNMC-10 1 PLUMBING

B4P9Z7
LOOSE LIGHT COVER - HANGING DOWN OVER STAFFS 
HEAD - BLDG 10, RM 1119

SERVICE 6/14/13 NNMC-10 1 REPAIR

B4PBFL -AH KEY LOCKED IN LOCKER B-10 RM-BASEMENT SERVICE 6/13/13 NNMC-10 1

B4P4YP AH-WATER VALVE COVER LOOSE-NNMC-10 SERVICE 6/11/13 NNMC-10 1 PLUMBING

B4P6NN AH-LIGHTS OUT IN CLARKE AUDITORIUM- NNMC-10 SERVICE 6/12/13 NNMC-10 1 ELECTRICAL
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B4NZLF
DOOR WON'T CLOSE TO LOCK - MEDICATION ROOM - 
BLDG 10, 3C, RM 3284

SERVICE 6/12/13 NNMC-10 1 LOCKS

B4PSVZ PIPE LEAK, B-10, RM- 7069, 7EAST SERVICE 6/26/13 NNMC-10 1 PLUMBING

B4PSW4
HANDYMEN - HANG SHELVES AND CLOCK - BLDG 10, RM 
2111

SERVICE 6/26/13 NNMC-10 1 LABOR

B4PTDD CALL BELL SYSTEM BROKEN B-10 7EAST RM-7071 SERVICE 6/27/13 NNMC-10 1 ELECTRICAL
B4PTY3 AIR LEAK B-10 6WEST RM-6048 SERVICE 6/28/13 NNMC-10 1 HVAC
B4PV7J -AH HOT CALL B-10 RM-5040 SERVICE 6/26/13 NNMC-10 1
B4PV7R -AH SINK CLOGGED B-10 RM-5042 SERVICE 6/26/13 NNMC-10 1
B4PVBL -AH TUBE SYSTEM B-10 RM- SERVICE 6/28/13 NNMC-10 1
B4R6NR -AH COLD CALL B-10 RM-4288 SERVICE 7/4/13 NNMC-10 1

B4R4GK
STRIKE PLATE FOR CLOSET DOOR, B-10, RM- 7019- 7 
WEST INPATIENT PSYHICATRY

SERVICE 7/3/13 NNMC-10 1 REPAIR

B4R4BF FLOOR TILES REPLACE, B-10, RM-3228- 3CENTER SERVICE 7/3/13 NNMC-10 1 REPAIR

B4R4JG AC VENT DRIPPING OUT WATER, B-10, NEAR CDO DESK SERVICE 7/3/13 NNMC-10 1 PLUMBING

B4R4JP -AH WATER PRESSURE B-10 RM-4071 SERVICE 7/2/13 NNMC-10 1

B4RCXB
LIGHTS OUT, B-10- 2ND FL. RM-2018, EXECUTIVE 
SERVICE

SERVICE 7/10/13 NNMC-10 1 ELECTRICAL

B4RCSB OUTLET NOT WORKING, B-10, RM-3137- 3WEST SERVICE 7/10/13 NNMC-10 1 ELECTRICAL

B4RD43 CALL BELL SYSTEM DISCONNECTED B-10 RM-5072 SERVICE 7/11/13 NNMC-10 1 ELECTRICAL

B4RDM4 -AH HOT CALL B-10 RM-3172W SERVICE 7/11/13 NNMC-10 1

B4RDMN -AH HOT CALL B-10 RM-3171 3WEST SERVICE 7/10/13 NNMC-10 1

B4RDMX
PATCH & PAINT / REPLACE THERMOSTAT COVER - BLDG 
10, 5C, RM 5039

SERVICE 7/11/13 NNMC-10 1 FCA_PAINT

B4RGMT
AH-TOO HOT IN PATIENT ROOM (CVH 402-11), NNMC-
10, 4260

SERVICE 7/14/13 NNMC-10 1

B4RJSH
-AH BATHROOMS SMELL OF SEWAGE. B-10 RM-6103 & 
6105

SERVICE 7/17/13 NNMC-10 1

B4RJSJ -AH REPLACE LIGHT B-10 RM-NICU SERVICE 7/18/13 NNMC-10 1

B4RJNV HOT CALL B-10A TRAILER SERVICE 7/18/13 NNMC-10 1

B4RJS4 PATCH & PAINT  - BLDG 10, 4C, RM 4130 SERVICE 7/18/13 NNMC-10 1 FCA_PAINT

B4RK3K SINK LEAKING, BLDG 10, RM 1103 SERVICE 7/19/13 NNMC-10 2 PLUMBING

B4RL3C
AH-WATER POURING OUT OF THE ROOF. CEILING 
ABOUT TO COLLAPSE, NNMC-10, RM-501

SERVICE 7/20/13 NNMC-10 1

B4RL3G
AH-WHEN TOILET IS FLUSHED, LEAKS FROM PIPES-
NNMC-10,5W 5173

SERVICE 7/21/13 NNMC-10 1

B4RKYY
AH-ROOM TEMPERATURE TOO LOW, NNMC-10. SUITE 
2104

SERVICE 7/19/13 NNMC-10 1

B4RKZM
AH-PATIENT UNABLE TO CLOSE THE BATHROOM DOOR. 
HINGE ON DOOR IS LOOSE

SERVICE 7/19/13 NNMC-10 1

B4RKSH LOCK NOT WORKING, B-10, RM-7213, 7WEST SERVICE 7/22/13 NNMC-10 1 LOCKS

B4RKNX AH-NO POWER AGAIN, NNMC-10, #5140 AND #5138 SERVICE 7/19/13 NNMC-10 1
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B4RKM4
2 CALL BELL CORDS ARE MISSING, B-10, RMS- 7071 & 
7072, 7EAST

SERVICE 7/22/13 NNMC-10 1 REPAIR

B4RRCW Repair Lock, Bldg 10,  Rm 7214 SERVICE 7/26/13 NNMC-10 1

B4RMT4
NURSE CALL NOT WORKING - CAN'T GET PATIENT 
ROOM - BLDG 10, 5W, RM 5084

SERVICE 7/25/13 NNMC-10 1 ELECTRICAL

B4RMYG -AH LIGHT OUT B-10 RM-5008 EAST SERVICE 7/25/13 NNMC-10 1

B4RMYJ -AH ROOM TEMPERATURE TOO HIGH B-10 RM-3151 SERVICE 7/25/13 NNMC-10 1

B4RMYT -AH BATHROOM CALL ROOM LIGHT OUT. B-10 rm-6147 SERVICE 7/25/13 NNMC-10 1

B4RMVY
REPAIR CALL BELL SYSTEM B-10 5CENTER NURSE 
STATION

SERVICE 7/25/13 NNMC-10 1 ELECTRICAL

B4RSLT -AH TOILET SEAT LOOSE B-10 RM-4224 4W SERVICE 7/29/13 NNMC-10 1

B4RSPY -AH BROKEN LOCK B-10 RM-7104 WEST SERVICE 7/29/13 NNMC-10 1

B4RV6R -AH LIGHTS OUT B-10 RM-6147E SERVICE 7/29/13 NNMC-10 1

B4RSR3 -AH TOO COLD B-10 RM-4017 WEST SERVICE 7/29/13 NNMC-10 1

B4RSR7
CIPHER LOCK PAD NOT WORKING REGULARLY - BLDG 
10, RM 5108

SERVICE 7/30/13 NNMC-10 1 LOCKS

B4RV3R
CALL BELL NOT WORKING - B-10,5 CENTER NURSE 
STATION, 7E NURSE STATION

SERVICE 7/31/13 NNMC-10 1 ELECTRICAL

B4RV9R OUTLET NOT WORKING, B-10, RMS 3515 & 3517 SERVICE 7/31/13 NNMC-10 1 ELECTRICAL

B4S6HW DOOR HANDLE CAME OFF, B-10, RM 4233 WEST SERVICE 8/6/13 NNMC-10 1 REPAIR

B4SGJS -AH MAGNETIC DOOR MALFUNCTION B-10 RM-N/A SERVICE 8/12/13 NNMC-10 1

B4SFNT REPAIR WIRE ON AIR HANDLER B-10 RM-3200 SERVICE 8/12/13 NNMC-10 1 HVAC

B4SFNZ REPAIR AIR CURTAIN B-10 RM-MAIN ENTRANCE SERVICE 8/12/13 NNMC-10 1 HVAC

B4SFPC -AH HOT CALL B-10 RM-4067 EAST SERVICE 8/8/13 NNMC-10 1

B4SFTF LIGHT COVER MISSING B-10 RM-5145 SERVICE 8/12/13 NNMC-10 1 STRUCTURAL

B4SKT9 CALL BELL - LIGHT WON'T TURN OFF - BLDG 10, RM 5048 SERVICE 8/16/13 NNMC-10 1 ELECTRICAL

B4SMBC TUBE SYSTEM DOWN B-10 LABOR & DELIVERY 6CENTER SERVICE 8/20/13 NNMC-10 1 ELECTRICAL

B4SP4T RESET HVAC B-10 DATA ROOM 7166C, 7WEST SERVICE 8/22/13 NNMC-10 1 HVAC
B4SM4X AH-CLOGGED TOILET, NNMC-10. RM 5072 SERVICE 8/17/13 NNMC-10 1

B4SM6J
AH-TOO WARM- OVER 80 DEGREES. T-STAT NOT 
WORKING, NNMC-10, RM-5121

SERVICE 8/17/13 NNMC-10 1

B4SMCD AH-TOO HOT ON ENTIRE EAST WING, NNMC-10 SERVICE 8/19/13 NNMC-10 1

B4SMD3
AH-CALL BELL SYSTEM IN BATHROOM NEEDS A STRING 
ATTACHED, NNMC-10, 5164 CENTER

SERVICE 8/19/13 NNMC-10 1

B4SPC6 TUBE STATION DOWN B-10 RM-5EAST NURSE STATION. SERVICE 8/23/13 NNMC-10 1 ELECTRICAL

B4SPMX AH-ROOM TEMP TOO HIGH, NNMC-10, 5056 SERVICE 8/23/13 NNMC-10 1

B4SPN4 AH-WARMER IS NOT WORKING, NNMC-10, RM-3283 SERVICE 8/22/13 NNMC-10 1
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B4SPJM
REPLACE 3 LIGHT BULBS - PATIENT ROOM - BLDG 10, 
5W, RM 5175

SERVICE 8/23/13 NNMC-10 1

B4STMH SQUEAKY DOOR - MICC - BLDG 10, 6C, RM 6023A SERVICE 8/28/13 NNMC-10 1

B4SVSN -AH DOOR WILL NOT SECURE B-10 7148 EAST SERVICE 8/26/13 NNMC-10 1

B4SVSP -AH CALL BELL SYSTEM DOWN B-10 RM-5078 SERVICE 8/26/13 NNMC-10 1

B4SV9T DOOR NOT WORKING B-10 RM-2101 SERVICE 8/28/13 NNMC-10 1

B4SXCX
BROKEN LOCK - DOOR WON'T OPEN - BLDG 10, 3W, RM 
3166

SERVICE 8/29/13 NNMC-10 1 LOCKS

B4SXFH -AH ROOM TEMP HOT B-10 RM-3277 SERVICE 8/28/13 NNMC-10 1
B4SXFK -AH NEGATIVE PRESSURE B-10 RM-5103EAST SERVICE 8/27/13 NNMC-10 1

B4SXC4
2 CALL BELL CORDS ARE MISSING, B-10, RMS- 7071 & 
7072, 7EAST RESTROOMS

SERVICE 8/29/13 NNMC-10 1 ELECTRICAL

B4SXDW -AH CALL BELL B-10 RM-5177 WEST SERVICE 8/27/13 NNMC-10 1
B4SXDX -AH HOT CALL B-10 RM-4059 EAST SERVICE 8/27/13 NNMC-10 1

B4TNYB LATCH KEEP GETTING STUCK, B-10, RM-7226 7WEST SERVICE 9/3/13 NNMC-10 1 REPAIR

B4TT6K -AH COLD CALL B-10 RM-5070 WEST SERVICE 9/5/13 NNMC-10 1
B4TVSL -AH URINAL CLOGGED B-10 RM-5134 CENTER SERVICE 9/8/13 NNMC-10 1

B4TVLL -AH KEYPAD BOLT REPLACE B-10 RM-6120 CENTER SERVICE 9/6/13 NNMC-10 1 LOCKS

B4TVV6
CALL BELLS MISSING PULL STRING - BLDG 10, RMS 7071, 
7072

SERVICE 9/9/13 NNMC-10 1 ELECTRICAL

B4TVVB PATCH & PAINT - BLDG 10, RM 7071 SERVICE 9/9/13 NNMC-10 1 FCA_PAINT

B4TYFG
HANGING ACTUATORS AND WIRES EXPOSED B-10 RM-
103

SERVICE 9/11/13 NNMC-10 1 HVAC

B4TZ94
BROKEN CYPHER LOCK - KEY PAD NOT WORKING - BLDG 
10, 4E, 4268A

SERVICE 9/12/13 NNMC-10 1 LOCKS

B4TZ6Z SINK LEAKING ON FLOOR B-10 RM-5068 5WEST SERVICE 9/12/13 NNMC-10 1

B4TZ6R TOILET LEAKS WHEN FLUSH, B-10, RMS 7004 7WEST SERVICE 9/12/13 NNMC-10 1 PLUMBING

B4V3XY floor baseboard, Building 10 5W,Room: 5076 SERVICE 9/17/13 NNMC-10 1 REPAIR

B4V3W3
Ceiling bulk head needs sanding and paint at the 
entrance of the room.- BLDG 10, RM 5064

SERVICE 9/17/13 NNMC-10 1 FCA_PAINT

B4VCGM -AH HOT CALL B-10 RM-3217 SERVICE 9/19/13 NNMC-10 1
B4VGJP Locks- IVF SERVICE 9/26/13 NNMC-10 3 LOCKS

B4VFKX -AH LOUD BUZZING NOISE B-10 FEMALE LOCKEROOM SERVICE 9/24/13 NNMC-10 1 REPAIR

B4VGMC
ICE MACHINE NOT WORKING CORRECTLY - SOMETIMES 
SPITS OUT WARM WATER - NEEDED FOR PATIENTS - 
BLDG 10, 7W, RM NURSE STATION

SERVICE 9/26/13 NNMC-10 1

B2NXTL KEY REQUEST, BLDG 10 SERVICE 1/4/13 NNMC-10 1 LOCKS

B2PF6Z TOILET LEAKING IN PATIENT ROOM, B-10, RM-5072 SERVICE 1/3/13 NNMC-10 3 PLUMBING

B2PP97
UNABLE TO TURN OFF OVERHEAD LIGHT IN PATIENT 
ROOM, NNMC-10, RM- 5014 E

SERVICE 1/7/13 NNMC-10 2 ELECTRICAL

B2PR6J Sink, B-10, next to room 3220 at Nursing station SERVICE 1/14/13 NNMC-10 3 PLUMBING
B2PSF9 Toilet, B-10, RM-5171 5 WEST SERVICE 1/16/13 NNMC-10 3 PLUMBING
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B2PSDK CALL BELL NOT WORKING - BLDG 10, 5C, RM 5050 SERVICE 1/16/13 NNMC-10 3 ELECTRICAL
B2PSFH Call Bell Box, B-10, RM-5082, 5 West SERVICE 1/16/13 NNMC-10 3 ELECTRICAL
B2R43J PATIENT ROOM TOO HOT, NNMC-10-4165 SERVICE 1/17/13 NNMC-10 2 HVAC

B2RLR8 SELFHELP-toilet seat loose, B-10, RM-4127 4 CENTER SERVICE 1/24/13 NNMC-10 2 LABOR

B2RP6T PATCH N PAINT B-10 RM-6116A SERVICE 1/25/13 NNMC-10 1
B2RYRT DOORS WON'T LOCK - PSYCH WARD - BLDG 10, 7E SERVICE 1/29/13 NNMC-10 3 LOCKS
B2SR44 REPLACE CEILING TILES - BLDG 1, RM 2408 SERVICE 2/1/13 NNMC-10 1 STRUCTURAL
B2SHFG REPAIR SINK FOOT PETALS, BLDG 10, 6W NICU SERVICE 1/31/13 NNMC-10 1 REPAIR
B2SHGT CLOGGED TOILET,NNMC-10, RM 5155 SERVICE 1/28/13 NNMC-10 4 PLUMBING

B2SHH2
LOOSE TOILET SEAT IN PATIENT ROOMNNMC-10,RM 
7220,-AH- 24 HOUR

SERVICE 1/28/13 NNMC-10 4 PLUMBING

B2SX9P SELF HELP-VARIOUS TASKS, BLDG 10 4C SERVICE 2/4/13 NNMC-10 1 LABOR

B2SY47
HUMIDITY AT 76 PERCENT IN NICU. HAZARDOUS.nnmc-
10,6042

SERVICE 2/2/13 NNMC-10 1 HVAC

B2SY4Y
NO HOT WATER - LADIES RESTROM BLDG 10 NEAR EAST 
ELEVATORS.

SERVICE 2/1/13 NNMC-10 1 PLUMBING

B2SYPN SELF HELP - GLOVE HOLDERS MOVED B-10 5EAST SERVICE 2/6/13 NNMC-10 1 LABOR

B2SYGM
SFHP - TIGHTEN TOILET SEAT - BLDG 10, RM 4145, 
LADIES LOCKER ROOM

SERVICE 2/6/13 NNMC-10 1 LABOR

B2SYCK
REPAIR TV BOOMS - BLDG 10, 5E, RMS 5018, 5010, 
5006, 5014

SERVICE 2/6/13 NNMC-10 1 REPAIR

B2SY4N SELF HELP-DOORS 4WEST B-10 4120A, 4113 SERVICE 2/5/13 NNMC-10 1 LABOR

B2SYHP
SELF HELP - MOUNT BRACKETS FOR VITAL SIGNS 
MACHINES B-10 5 CENTER

SERVICE 2/6/13 NNMC-10 1 LABOR

B2SZBY
CALL BELL SYSTEM BEEPING B-10 RM-NURSE STATION 6 
EAST

SERVICE 2/8/13 NNMC-10 1 ELECTRICAL

B2SZVZ SFHP  - HANG PICTURES - BLDG 10, RM 1008 SERVICE 2/8/13 NNMC-10 1 LABOR

B2T48G
SELF HELP - MOUNT WHITEBOARD B-10 5 EAST NURSE 
STATION

SERVICE 2/11/13 NNMC-10 1 LABOR

B2T7PV SELF HELP - MOUNT BULLETIN BOARD B-10 RM-4EAST SERVICE 2/13/13 NNMC-10 1 LABOR

B2T74V SELF HELP - HANG UP PICTURES RM 3196 B-10 3WEST SERVICE 2/12/13 NNMC-10 1 LABOR

B2T73P
BEEPING SOUND FROM THE CPU UNIT, NEED SOME ONE 
TO STOP THE SOUND. NNMC-10, 7 EAST- AH

SERVICE 2/10/13 NNMC-10 1 ELECTRICAL

B2T7R2 Repair Door, Bldg 10, 7TH  fl. 7East SERVICE 2/13/13 NNMC-10 1 REPAIR
B2T8ST Shower Head Leak, Building 10, 5 West, 5th floor SERVICE 2/14/13 NNMC-10 1 REPAIR
B2T9C3 TOILET NOT WORKING, B-10, RM-5038, 5CENTER SERVICE 2/15/13 NNMC-10 2 PLUMBING

B2T9CD
HANDYMAN-base board trim ,Bldg 10, Room 
3103AAmbulatory,

SERVICE 2/15/13 NNMC-10 2 LABOR

B2TD57
CALL BELL SYSTEM PROGRAM WILL NOT LAUNCH, 
NNMC-10, NURSE STATION-AH

SERVICE 2/15/13 NNMC-10 1 ELECTRICAL

B2TDK7
HANDYMAN, TOILET SEAT LOOSE, B-10, RM-5044, 
5CENTER

SERVICE 2/19/13 NNMC-10 1 LABOR

B2TGKX TOILET OVERFLOWING, NNMC-10,RM 5129 E-AH SERVICE 2/15/13 NNMC-10 1 PLUMBING

B2TGLM
CALL BELL SYSTEM PROGRAM WILL NOT LAUNCH, 
NNMC-10, NURSE STAT-AH

SERVICE 2/15/13 NNMC-10 4 ELECTRICAL

B2TGMY NO POWER IN THE MRI, nnmc-10,ROOM 100-ah SERVICE 2/16/13 NNMC-10 4 ELECTRICAL
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B2THZM TOILET SEAT BROKEN, NNMC-10, ROOM 4051-AH SERVICE 2/21/13 NNMC-10 1

B2TJN3 HANDYMAN, B-9, RM-1318, GASTRO CLINIC SERVICE 2/26/13 NNMC-10 1 LABOR
B2TJRX HANDYMAN - HANG KEY CABINET B-10 RM-5180 SERVICE 2/26/13 NNMC-10 1 LABOR
B2TRCM FAUCET LEAK,NNMC-10,6116-A-AH SERVICE 3/1/13 NNMC-10 1 PLUMBING

B2TLDS AIR OUTLET B-10 RM-6048 6WEST SERVICE 2/28/13 NNMC-10 1 HVAC

B2TRGJ OUTLET NOT WORKING, B-10, RM-1548A 5CENTER SERVICE 3/1/13 NNMC-10 1 ELECTRICAL
B2TVFY FLOOR TILE IS LEAKING, B-10, RM-5105, 5EAST SERVICE 3/4/13 NNMC-10 1 PLUMBING

B2TVMD REPAIR FIRE DOOR B-10 DOOR 6116, 6-N, 6116A SERVICE 3/4/13 NNMC-10 1

B2TVPH SECURE PNEUMATIC TUBE STATION B-10 4TH FLOOR SERVICE 3/5/13 NNMC-10 1 REPAIR

B2TZPM Locks- 5C SERVICE 3/8/13 NNMC-10 3 LOCKS

B2TZBG ELEVATOR #8 B-10 EAST SERVICE 3/7/13 NNMC-10 1

B2V8BF AH-CALL BELL NOT WORKING PROPERLY, B-10,RM-5121 SERVICE 3/7/13 NNMC-10 1

B2V96L CALL BELL SYSTEM INOP B-10 3CENTER SERVICE 3/13/13 NNMC-10 1 ELECTRICAL

B2V8SJ
Relamp wall fixture and egress ceiling light, Bldg 10, 6 
Center, Rm 6129 and 6131

SERVICE 3/12/13 NNMC-10 1 ELECTRICAL

B2V9M2
AH-CALL BELL SYSTEM DOWN,NNMC-10, NURSES 
STATION 4 EAST

SERVICE 3/13/13 NNMC-10 1 ELECTRICAL

B2VB7M KEYS,B-1, COMMAND SECRETARIAT, 12TH FLOOR SERVICE 3/15/13 NNMC-10 1 LOCKS

B2VDKM
AH-CALL BELL SYSTEM NOT WORKING,NNMC-10-NURSE 
STAT

SERVICE 3/13/13 NNMC-10 1 ELECTRICAL

B2VDN8
AH-POWER OUTAGE: SECURITY CAMERA DOWN, NNMC-
10

SERVICE 3/14/13 NNMC-10 1 ELECTRICAL

B2VHFY HANDYMAN - TOILET SEAT B-10 RM-6010 MICC SERVICE 3/22/13 NNMC-10 1 LABOR

B4PGP3 CLOSET REPAIR B-10 4CENTER RM-4049 SERVICE 6/18/13 NNMC-10 1

B2W7DK SELF HELP - CORK BOARD HUNG B-10 RM-3203 3WEST SERVICE 4/1/13 NNMC-10 1 LABOR

B4PGRR OPEN SAFE B-10 RM-4035 4CENTER SERVICE 6/18/13 NNMC-10 1 STRUCTURAL

B2WG3C
LIGHTS CLARK AUDITORIUM B-10 RM-1012, 1013, 2009, 
2009, 2010, 2010A

SERVICE 4/5/13 NNMC-10 1

B2WWSR
-AH HOT NETWORK CLOSET B-10 RM-6120-B, 6154-B, 
7166-B

SERVICE 4/9/13 NNMC-10 1

B2WVJN -AH LEAK B-10 RM-5173 SERVICE 4/9/13 NNMC-10 1
B2WVK2 -AH HOT CLOSET B-10 RM-6120B SERVICE 4/8/13 NNMC-10 1

B2WVKT
ReWORK (NO CHARGE)-HIL-ROM MONITOR INOP & OFF 
WALL B-10 RM-5084 5WEST

SERVICE 4/9/13 NNMC-10 1

B2WX4P NO HOT WATER, B-10, RM-5143, 5CENTER SERVICE 4/11/13 NNMC-10 1 PLUMBING

B2WWT6 -AH FOUL ODOR B-10 RM-5083W SERVICE 4/9/13 NNMC-10 1

B2WXG3 HOT CALL, B-10, RM-6019, MOTHER CARE 6CENTER SERVICE 4/11/13 NNMC-10 1 HVAC

B2XS9N CLOGGED SINK, B-10, NURSE STATION, 5EAST SERVICE 4/12/13 NNMC-10 1 PLUMBING
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B2XSZW OUTLET, B-10, RM-3235- SURGICAL WAITING ROOM SERVICE 4/15/13 NNMC-10 1 ELECTRICAL

B2XSYG
OUTLET  AND CYPHER LOCK NOT WORKING, B-10, RM-
3009, 3EAST APU

SERVICE 4/15/13 NNMC-10 1 ELECTRICAL

B2XSZH
AH-CLOGGED TOILET-NNMC-10-PATIENT ADMIN: MENS 
ROOM

SERVICE 4/12/13 NNMC-10 1 PLUMBING

B2XT2V
URINALS NOT WORKING-Bldg. 10, Rm. 1018, NURSING 
ADMIN

SERVICE 4/15/13 NNMC-10 PLUMBING

B2XRNF LIGHTS OUT, B-10, RM-5022, 5EAST SERVICE 4/12/13 NNMC-10 1

B2XSPB TOILET LEAK / SINK LEAK,NNMC-10, RM 5155 SERVICE 4/15/13 NNMC-10 4 PLUMBING
B2XW64 Lock- Prenatal Assessment Center SERVICE 4/17/13 NNMC-10 4 LOCKS
B2XT4N SHOWER HEAD B-10 5CENTER RM-5042 SERVICE 4/15/13 NNMC-10 1 STRUCTURAL

B2XVZ3
AH-ROOM TEMPERATURE TOO HIGH-NNMC-107 WEST: 
LOUNGE & MED ROOM-

SERVICE 4/13/13 NNMC-10 1

B2XVZP HOT CALL, B-10, RM-4009- 4WEST SERVICE 4/17/13 NNMC-10 1 HVAC

B2XT6X
SPARKING OUTLET 5WEST B-10 RM-HALLWAY CLOSE TO 
5168A

SERVICE 4/15/13 NNMC-10 1 ELECTRICAL

B2XTDB HOT CALL, B-10, 4TH FL. RM-4295, 4EAST SERVICE 4/16/13 NNMC-10 HVAC
B2XVF8 AH-COLD CALL/ TOO COLD-NNMC-10-RM-19B SERVICE 4/12/13 NNMC-10 HVAC

B2XVGN AH-HOT NETWORK CLOSET.nnmc-10-RM 5166-B SERVICE 4/12/13 NNMC-10 HVAC

B2XVKG AH-CLOGGED TOILET- nnmc-10-RM 5020 E SERVICE 4/13/13 NNMC-10 PLUMBING

B2XVMB AH-TOO COLD FOR PATIENT-NNMC-10-RM 5 CTR 5042 SERVICE 4/14/13 NNMC-10 HVAC

B2XW7W
AH-OVERHEAD LIGHT WENT OUT. BEING OCCUPIED BY 
A PATIENT-NNMC-10-RM 6W 6051

SERVICE 4/16/13 NNMC-10 1 ELECTRICAL

B2XW87 AH-TOO WARM-NNMC-10-RM 4W 4019 SERVICE 4/16/13 NNMC-10 1 HVAC

B2XW4C
AH-LIGHT OUT IN PATIENT BATHROOM-NNMC-10-
ROOM 5022 EAST

SERVICE 4/15/13 NNMC-10 1 ELECTRICAL

B2XW4F
AH-TOO HOT IN MEDICATION ROOM, AFFECTING MEDS-
NNMC-10-ROOM 7112 WEST

SERVICE 4/16/13 NNMC-10 1 HVAC

B2XW4K AH-TOO HOT-NNMC-10-RM 4E 4294 & RM 4W 4019 SERVICE 4/15/13 NNMC-10 1 HVAC

B2XWXC
OUTLET B-10 RM-7072B, 7072A 7EAST LIGHT OUT RM-
7066

SERVICE 4/19/13 NNMC-10 1 ELECTRICAL

B2XX6Y -AH TOILET B-10 RM-6019A SERVICE 4/19/13 NNMC-10 1

B2XX73 -AH KEYPAD B-10 RM-5060 SERVICE 4/19/13 NNMC-10 1

B2XX4P -AH HOT CALL B-10 RM-4224W SERVICE 4/17/13 NNMC-10 1
B2XX4S -AH SINK LEAKING B-10 RM-5171W SERVICE 4/17/13 NNMC-10 1
B2XX52 -AH HOT CLOSET B-10 RM-5166B SERVICE 4/17/13 NNMC-10 1

B2XX58 -AH TOILET SPLASH B-10 RM-6020 SERVICE 4/18/13 NNMC-10 1

B2XYLR HOT CALL, B-10, RM-4246- 4CENTER SERVICE 4/22/13 NNMC-10 1 HVAC
B2XYK2 -AH TOO COLD. B-10 RM-5006 SERVICE 4/20/13 NNMC-10 1

B2XYK6 -AH DOOR HANDLE B-10 RM-6142B SERVICE 4/19/13 NNMC-10 1

B2XYKG -AH LIGHT B-10 RM-6109 SERVICE 4/19/13 NNMC-10 1

B2XYKL -AH TOILET OVERFLOWING B-10 RM-6012 CENTER SERVICE 4/21/13 NNMC-10 1
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B2XYKX -AH TOO COLD B-10 RM-5042 SERVICE 4/22/13 NNMC-10 1
B2XYL4 -AH CALL BELL B-10 RM-4286 EAST SERVICE 4/21/13 NNMC-10 1

B2XYDT
ICE MACHINE WATER FLOW IS SLOW, B-10, RM-3017- 
3EAST

SERVICE 4/22/13 NNMC-10 1 PLUMBING

B2XYG2 LIGHTS OUT, B-10, RM-6164- NICU SERVICE 4/22/13 NNMC-10 1 ELECTRICAL

B2XYV7 -AH POWER OUTAGE B-10 RM-3123 3CENTER SERVICE 4/23/13 NNMC-10 1
B2XYYG -AH CLOGGED TOILET B-10 RM-5072 SERVICE 4/22/13 NNMC-10 1
B2XYYH -AH CLOGGED TOILET B-10 RM-5139 SERVICE 4/22/13 NNMC-10 1
B2XYYJ -AH CALL BELL SYSTEM DOWN B-10 RM-7072 EAST SERVICE 4/22/13 NNMC-10 1
B2XYRY CEILING LEAK, B-10, RM-6008- 6EAST SERVICE 4/23/13 NNMC-10 1 PLUMBING

B2XZ45 SINK BROKEN / LEAK, B-10, RMS- 6122 & 6152- MICC SERVICE 4/23/13 NNMC-10 1 PLUMBING

B2XZD5 -AH CALL BELL B-10 RM-NURSE STATION 5 CENTER SERVICE 4/24/13 NNMC-10 1

B2XZDJ -AH TEMPERATURE B-10 RM-6042 SERVICE 4/24/13 NNMC-10 1

B2XZVG -AH LOCKED OUT OF ROOM B-10 RM-5064W SERVICE 4/24/13 NNMC-10 1

B2XZX7 -AH HOT CALL B-10 RM-6036 SERVICE 4/25/13 NNMC-10 1
B2XZXC -AH HOT CALL B-10 RM-6040 & 6042 SERVICE 4/25/13 NNMC-10 1

B2Y295 Test Bldg 10 AHU - 2nd floor Mechanical Room SERVICE 4/26/13 NNMC-10 1 HVAC

B2Y26N HOT CALL, B-10- RM-3101- 3EAST SERVICE 4/26/13 NNMC-10 1 HVAC

B2Y27V
LIGHT SWITCH, B-10, HALLWAY NEAR ROOM 6021- 
6CENTER

SERVICE 4/26/13 NNMC-10 1 ELECTRICAL

B2XZHT LIGTH OUT , B-10, RM-3002- APU SERVICE 4/24/13 NNMC-10 1 ELECTRICAL

B2XZSS SHOWER HEAD BROKEN, B-10, RM-4123A- 4CENTER SERVICE 4/25/13 NNMC-10 1 PLUMBING

B2Y26F PATCH & PAINT - Bldg 10, Floor 4, Room B4123, 4019 SERVICE 4/26/13 NNMC-10 1 FCA_PAINT

B2Y2BB AH-CLOGGED TOILET-B-10-RM 3004A EAST SERVICE 4/25/13 NNMC-10 PLUMBING

B2Y2CF Cylinder does not work / Door will not lock - BLDG 10 SERVICE 4/26/13 NNMC-10 1 LOCKS

B2YB4M PNUEMATIC TUBE, B-10, NURSE STATION, 7WEST SERVICE 5/6/13 NNMC-10 1 HVAC

B2Y5RC
AH-SINK CLOGGED/ TOILET CLOGGED.-B-10-RMS- 5042 
& 5129

SERVICE 4/27/13 NNMC-10 1 PLUMBING

B2Y6BB
NO LIGHTS & SINK CLOGGED B-10 RM-6004 & 6103 
6EAST

SERVICE 5/1/13 NNMC-10 1 REPAIR

B2Y69Z
AH-PATIENT FRIG IS DOWN- NNMC-10ROOM 4167 
EAST,

SERVICE 4/27/13 NNMC-10 1 PLUMBING

B2Y6B6
AH-PATIENT HAS A CLOGGED TOILET-NNMC-10-ROOM 
5139 CENTER

SERVICE 4/27/13 NNMC-10 1 PLUMBING

B2Y6J6
CLOSET DOORS HANDLES / SINK HANDLES / LIGHTS OUT 
/ SHOWER HEAD / BLINDS - BLDG 10, 5TH FLOOR, 
MULTIPLE ROOMS

SERVICE 5/1/13 NNMC-10 1 MISC

B2Y6M2
PATCH & PAINT B-10 5CENTER RM-5131, 5137, 5145, 
5147, 5048, 5148

SERVICE 5/1/13 NNMC-10 1 FCA_PAINT

B2Y6K7
PATIENT CALL LIGHTS - CALL BUTTON NOT WORKING 
(SHORTED OUT) - BLDG 10, RMS 5139, 5151, 5048

SERVICE 5/1/13 NNMC-10 1 ELECTRICAL
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B2Y6L2 HANDYMEN - MISCELLANEOUS ROOMS - BLDG 10, 5C SERVICE 5/1/13 NNMC-10 1 LABOR

B2Y5M3
AH-SINK CLOSEST TO PATIENT BED IS CLOGGED/PIPE IS 
LEAKING AIR-NNMC-10-RMS 6103 & 6022

SERVICE 4/26/13 NNMC-10 1

B2Y5SK AH-SINK CLOGGED-NNMC-10-6008A SERVICE 4/27/13 NNMC-10 1 PLUMBING
B2Y7YR AH-FAUCET LEAK-NNMC-10- RM-4127 SERVICE 5/1/13 NNMC-10 1 PLUMBING
B2Y844 AH-TO HOT, NNMC-10- RM-3239 SERVICE 5/1/13 NNMC-10 1 HVAC

B2Y5W4 COLD CALL- B-10- RM-2101- NUTRITION SERVICE 4/30/13 NNMC-10 1 HVAC

B2Y93D PAINT JOB - BLDG 10, RM 4029 SERVICE 5/3/13 NNMC-10 1 FCA_PAINT

B2Y96Y -AH HOT CLOSET B-10 RM-MULTIPLE SERVICE 5/2/13 NNMC-10 1

B2Y974 -AH LIGHT OUT B-10 RM-6026 SERVICE 5/3/13 NNMC-10 1

B2YD52 SINK LEAKING B-10 RM- 6108A 6EAST SERVICE 5/7/13 NNMC-10 1 PLUMBING

B2YD7G
OXYGEN LEAK FROM PIPE IN WALL - BLDG 10, 5C, RM 
5139

SERVICE 5/7/13 NNMC-10 1 REPAIR

B2YDCF -AH HOT CALL B-10 RM-4250 SERVICE 5/6/13 NNMC-10 1
B2YB97 -AH HOT CLOSET B-10 RM-4143 & 5166B SERVICE 5/5/13 NNMC-10 1

B2YPYX
AH-TOILET OVERFLOWING IN PATIENT ROOM-NNMC-
10ROOM 5113 EAST-

SERVICE 5/6/13 NNMC-10 1 PLUMBING

B2YBBV -AH ICE MACHINE B-10 RM-4128 SERVICE 5/6/13 NNMC-10 1

B2YPY3
AH-TOILET OVERFLOWING - PATIENT RM - BLDG 10 4W 
RM 4031

SERVICE 5/6/13 NNMC-10 1 PLUMBING

B2YRV2 PATCH & PAINT - BLDG - BLDG 10, RM 6149A SERVICE 5/9/13 NNMC-10 1 FCA_PAINT

B2YRCS -AH THERMOSTAT B-10 RM-6014 SERVICE 5/7/13 NNMC-10 1

B2YRCX -AH HOT CLOSET B-10 RM-5133 CENTER SERVICE 5/7/13 NNMC-10 1

B2YRCY -AH CIPHER LOCK B-10 RM-1115 SERVICE 5/8/13 NNMC-10 1

B2YRD2 -AH COVER PLATE B-10 RM-4037 SERVICE 5/7/13 NNMC-10 1

B2YRTL COLD CALL - BLDG 10, 4E, NURSE STATION SERVICE 5/9/13 NNMC-10 1 HVAC
B2YRBP NO HOT WATER, B-10, RM-7224- 7WEST SERVICE 5/8/13 NNMC-10 1 PLUMBING

B2YYZR SHOWER LIGHT OUT, Building 10,Rooms: 5181- 5 west SERVICE 5/9/13 NNMC-10 1 ELECTRICAL

B2YRX9 -AH PATIENT ROOM TOO HOT. B-10 RM-4021 W SERVICE 5/8/13 NNMC-10 1

B2Z278 -AH LIGHT BALLAST SMOKING. B-10 NURSE STATION SERVICE 5/9/13 NNMC-10 1 ELECTRICAL

B2Z297 -AH TOILET SEAT LOOSE. B-10 RM-4037 SERVICE 5/9/13 NNMC-10 1

B2Z288 CONDENSATE DRAIN- Bldg. 10 MER 103 SERVICE 5/9/13 NNMC-10 1 PLUMBING

B2Z34C
CLOGGED WATER FOUNTAINS, B-10, NEAR LAUNDRY 
ROOM

SERVICE 5/9/13 NNMC-10 1 PLUMBING

B2ZCCV
-AH TOILET LEAKING IN PATIENTS ROOM. B-10-RM 6016 
CENTER

SERVICE 5/8/13 NNMC-10 1 PLUMBING

B2ZCGD SINK COUNTER WOBBLES B-10 5CENTER RM-5143 SERVICE 5/13/13 NNMC-10 1 STRUCTURAL
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B2ZD9F AH-LIGHTS NOT WORKIG, NNMC-10, RM-5111 E- SERVICE 5/10/13 NNMC-10 1 ELECTRICAL

B2ZCTV AH-TOO HOT,NNMC-10, RM-3151,3140 SERVICE 5/9/13 NNMC-10 1 HVAC

B2ZCVC
AH-MEDICATION ROOM IS TOO HOT.NNMC-10-RM 7112 
WEST

SERVICE 5/9/13 NNMC-10 1 HVAC

B2ZCVG
AH-TEMPERATURE IN AREA TOO HIGH, NNMC-10-
ENTIRE 5 WEST

SERVICE 5/10/13 NNMC-10 1 HVAC

B4PR3W REMOUNT SPEAKERS B-10 RM- 5052, 5066, 5039, 5127 SERVICE 6/24/13 NNMC-10 1 ELECTRICAL

B2ZDDN AH-PATIENT ROOM TOO HOT, NNMC-10- RM-5103 SERVICE 5/10/13 NNMC-10 1 HVAC

B2ZDDS
AH-SCRES FELL OFF CABINET. UNABLE TO LOCK. NNMC-
10,RM 7142

SERVICE 5/11/13 NNMC-10 1 REPAIR

B2ZDDY
AH-WATER PRESSURE TOO HIGH IN PATIENT SHOWER- 
NNMC-10-ROOM 6004 EAST

SERVICE 5/11/13 NNMC-10 1 PLUMBING

B2ZDF3 AH-HOT NETWORK CLOSET. NNMC-10- 6120B SERVICE 5/12/13 NNMC-10 1 HVAC

B2ZCPG
AH-THE WHOLE FLOOR IS TOO HOT 5 EAST- NNMC-10, 
WHOLE FLOOR

SERVICE 5/9/13 NNMC-10 1 HVAC

B326G2 LIGHT SWITCH NOT WORKING, B-10, RM-5015- 5EAST SERVICE 5/15/13 NNMC-10 1 ELECTRICAL

B326N5 AH-CLOGGED TOILET-NNMC-10, RM 6WEST 6159 SERVICE 5/15/13 NNMC-10 1 PLUMBING
B2ZCPW AH-TOILET LEAKING- NNMC-10- RM 5129 SERVICE 5/9/13 NNMC-10 1 PLUMBING
B2ZCR5 TOILET LEAK, B-10, RMS - 3012, 3016 & 3116 SERVICE 5/13/13 NNMC-10 1 PLUMBING
B326KV CLOGGED TOILET, B-10, RM 5013 5EAST SERVICE 5/15/13 NNMC-10 1 PLUMBING

B3268T AH-CLOGGED TOILET B-10 3CENTER ROOM-331 SERVICE 5/13/13 NNMC-10 1 PLUMBING

B2ZCMZ CLOGGED TOILET B-10 3CENTER RM-331 SERVICE 5/13/13 NNMC-10 1 PLUMBING
B327HV -AH ICE MACHINE B-10 RM-PANTRY SERVICE 5/17/13 NNMC-10 1
B327HZ -AH CLOGGED TOILET B-10 RM-3119 EAST SERVICE 5/17/13 NNMC-10 1
B326P9 TOILET LEAK, B-10, RMS 3117 & 3115 SERVICE 5/16/13 NNMC-10 1 PLUMBING

B327C2
REPAIR/REPLACE WALL CONNECTION FOR OXYGEN 
REGULATOR

SERVICE 5/17/13 NNMC-10 1 REPAIR

B327BY CALL BELL SYSTEM - B-10 5WEST RM-5082 SERVICE 5/17/13 NNMC-10 1 ELECTRICAL

B327GY
HALLWAY BATHROOM DOOR STAYS LOCKED - BLDG 10, 
7E, RM 7135

SERVICE 5/17/13 NNMC-10 1 LOCKS

B326ZP
AH-NO POWER IN OFFICE @ THE NOD, NNMC-10-ROOM 
1008

SERVICE 5/15/13 NNMC-10 1 ELECTRICAL

B326ZK AH-ROOM TEMPERATURE TO HOT-NNMC-10- 6131 SERVICE 5/15/13 NNMC-10 1 HVAC

B326ZR
AH-PATIENT DOOR STICKING- NNMC-10ROOM 3149 
WEST,

SERVICE 5/15/13 NNMC-10 1 REPAIR

B4MRFT CEILING LEAK, B-10, RM-3109, APU WARD SERVICE 5/20/13 NNMC-10 1 PLUMBING

B4MRLM LIGHT OUT B-10, RM-1124, PATIENT ADMIN SERVICE 5/20/13 NNMC-10 1 ELECTRICAL

B4MRKJ DOOR LATCH WILL NOT LOCK, B-10, RM-7135- 7CENTER SERVICE 5/20/13 NNMC-10 1 REPAIR

B4MRBH HOT CALL B-10A, RMS- 107 THRU 115 SERVICE 5/20/13 NNMC-10 1 HVAC

B4MRDG
PNEUMATIC TUBE SYSTEM DOWN - BLDG 10, 5W, 
NURSE STATION, STATION 13

SERVICE 5/20/13 NNMC-10 1 REPAIR

B4MSBH
AH-NYTROGYEN ALARM GOING OFF-NNMC-
10,PULMONARY CLINC

SERVICE 5/18/13 NNMC-10 1 ELECTRICAL
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B4MRY4
AH-EXHAUST FAN ALARM GOING OFF- NNMC-10,WARD 
5W

SERVICE 5/17/13 NNMC-10 1 HVAC

B4MRYB
AH-CALL BELL NOT WORKING PROPERLY- NNMC-10,RM-
5113

SERVICE 5/17/13 NNMC-10 1 ELECTRICAL

B4MSBC
AH-ELECTRICAL OUTLET NOT WORKING.-NNMC-10, RM-
5038

SERVICE 5/18/13 NNMC-10 1 ELECTRICAL

B4MRPJ NO AIR FLOW, B-10, RM-7004- 7WEST SERVICE 5/21/13 NNMC-10 1 HVAC

B4MSD7 AH- ROOM TOO COLD.- NNMC-10- 3217 SERVICE 5/19/13 NNMC-10 1 HVAC

B4MV6H
BROKEN OVERHEAD LIGHT SWITCH, B-10, RM- 5117-
5EAST

SERVICE 5/21/13 NNMC-10 1 ELECTRICAL

B4MSD6 -AH ICE MACHINE B-10 4CENTER SERVICE 5/19/13 NNMC-10 1

B4MSF7 -AH DOORS B-10 3WEST SERVICE 5/21/13 NNMC-10 1

B4MSFB -AH SHOWER HEAD B-10 3WEST 3137 SERVICE 5/20/13 NNMC-10 1

B4MSFC -AH ICE MACHINE B-10 LABOR & DELIVERY SERVICE 5/21/13 NNMC-10 1

B4MVF9 DOOR HANDLE BROKEN - BLDG 10, RM 3221 SERVICE 5/22/13 NNMC-10 1 LOCKS

B4MVVP
flourscent light" and Shower "bulb lights, B-10, RM-5167- 
5 WEST

SERVICE 5/22/13 NNMC-10 1 ELECTRICAL

B4MVWR
repair pneumatic air leak Bldg. 10 MER Main Lobby - 
East

SERVICE 5/22/13 NNMC-10 1 HVAC

B4MVB4 HOT CALL, B-10, RM-3229- PYSCHICAL THERAPY SERVICE 5/22/13 NNMC-10 1 HVAC

B4MW4
M

LIGHTS OUT & TIGHTEN OUTLET SOCKET B-100 MRI STE. 
RM-110

SERVICE 5/23/13 NNMC-10 1 ELECTRICAL

B4MYW
W

-AH TOILET LEAK B-10 RM-6018 SERVICE 5/27/13 NNMC-10 1

B4MYWX -AH TOILET LEAK B-10 RM-5177 SERVICE 5/27/13 NNMC-10 1

B4MXC6
PREVENTIVE MAINTENANCE & CHANGE FILTER B-10 
AHU-10

SERVICE 5/23/13 NNMC-10 1 HVAC

B4MXCS -AH HILROM STATION B-10 RM-3026 CENTER SERVICE 5/22/13 NNMC-10 1
B4MXCT -AH TOILET CLOGGED. B-10 RM-316 WEST SERVICE 5/23/13 NNMC-10 1
B4MYW3 -AH SINK BROKEN & NO WATER B-10 MICC SERVICE 5/28/13 NNMC-10 1

B4MXCN
O2 MONITOR TURNS OFF - BLDG 10, RM 2107 - INSIDE 
LAB - 2 UNITS - RM 2106

SERVICE 5/23/13 NNMC-10 1 REPAIR

B4MXXZ -AH CLOGGED TOILET B-10 RM-1103 SERVICE 5/23/13 NNMC-10 1

B4MWK7
REPLACE LIGHT BULB IN SHOWER - BLDG 10, 5W, RM 
5175

SERVICE 5/23/13 NNMC-10 1

B4MX37
RIGHT SIDE OF AUTO DOOR WON'T UNLATCH - BLDG 10, 
6W, NICU, NEAR 6048

SERVICE 5/23/13 NNMC-10 1 LOCKS

B4MX7B -AH PATIENT ROOM TOO HOT. B-10 RM-6024 CENTER SERVICE 5/22/13 NNMC-10 1

B4N4SH
DOOR / DRAWER / COUNTER TOP - BLDG 10, 6C, RM 
6116A

SERVICE 5/29/13 NNMC-10 1 REPAIR

B4N66N
HANDS FREE SINK WON'T SHUT OFF - PHARMACY - 
BLDG 9, RM 2315

SERVICE 5/29/13 NNMC-10 1 PLUMBING

B4N6DB COLD CALL, B-10, RM-1008 NURSING ADMIN SERVICE 5/30/13 NNMC-10 1 HVAC
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B4N4ZD
MISSING CEILING TILE / PATCH & PAINT / REPAIR 
DRYWALL CEILING /  REPLACE PLATE- BLDG 10

SERVICE 5/29/13 NNMC-10 1 REPAIR

B4NBBX -AH CLOGGED TOILET B-10 RM-5139 5CENTER SERVICE 5/28/13 NNMC-10 1
B4N9VP CEILING LEAK B-10 3EAST RM-3006E SERVICE 5/31/13 NNMC-10 1 REPAIR

B4N9WW MULTIPLE REPAIRS B-10 MICC RM-6127 A, B, &C SERVICE 5/31/13 NNMC-10 1 STRUCTURAL

B4N9WZ MULTIPLE REPAIRS B-10 MICC RM-6129, 6133, 6135 SERVICE 5/31/13 NNMC-10 1 STRUCTURAL

B4N9X6
MULTIPLE REPAIRS B-10 MICC RM-6137, 6113, 6111 
(CENTER & EAST)

SERVICE 5/31/13 NNMC-10 1 STRUCTURAL

B4N9XJ
MULTIPLE REPAIRS B-10 MICC RM-6109, 6107, 6105, & 
6103 (CENTER & EAST)

SERVICE 5/31/13 NNMC-10 1 STRUCTURAL

B4N9XN
MULTIPLE REPAIRS B-10 MICC RM-6101, 6002, 6004, 
6006 (CENTER & EAST)

SERVICE 5/31/13 NNMC-10 1 STRUCTURAL

B4N9XX
MULTIPLE REPAIRS B-10 MICC RM-6010, 6012, 6014, 
6016 (CENTER & EAST)

SERVICE 5/31/13 NNMC-10 1 STRUCTURAL

B4N9Y4
MULTIPLE REPAIRS B-10 MICC RM-6018, 6020, 6022, 
6024 (CENTER & EAST)

SERVICE 5/31/13 NNMC-10 1 STRUCTURAL

B4N9YD
MULTIPLE REPAIRS B-10 MICC RM-6028, 6030, 6032 
(CENTER & EAST)

SERVICE 5/31/13 NNMC-10 1 STRUCTURAL

B4N9Y3 SLIDING DOORS, B-10, MAIN LOBBY SERVICE 5/31/13 NNMC-10 1 REPAIR

B4NHHS CALL BELL LIGHT B-10 5EAST RM-5117 SERVICE 6/3/13 NNMC-10 1 ELECTRICAL

B4NHNM -AH DOOR B-10 RM-3223 SERVICE 6/3/13 NNMC-10 1

B4NHT9 -AH CLOGGED TOILET B-10 RM-4166 SERVICE 5/29/13 NNMC-10 1

B4NHTF
-AH HOT CALL B-10 RM-N/A ? NURSE STATION 4TH 
FLOOR

SERVICE 5/30/13 NNMC-10 1

B4NHYS -AH BROKEN SINK B-10 RM-6020 MICC SERVICE 6/3/13 NNMC-10 1

B4NWYS AIR LEAK B-10 RM-2004 SERVICE 6/11/13 NNMC-10 1 HVAC

B4NWKK
CALL BELL SYSTEM ALARM GOING OFF, B-10, RM-2130, 
2ND FL. ARC PREOP RECOVERY

SERVICE 6/10/13 NNMC-10 1 ELECTRICAL

B4NX9C AH-TOO WARM, NNMC-10- RM 4E 4278 SERVICE 6/10/13 NNMC-10 1 HVAC

B4NX94

AH-ASSIGNED TO PHIL WILLIAMS, TECH ADJUSTED 
CONTROLS TO RESTORE TEMPS TO NORMAL RANGES, 
WILL MONITOR, 6/10/13- NNMC-10,ROOM 4248 
CENTER

SERVICE 6/10/13 NNMC-10 1 REPAIR

B4PBBR
CALL BELL ONLY WORKS ONE WAY - LABOR & DELIVERY - 
BLDG 10, RM 6135

SERVICE 6/14/13 NNMC-10 1 REPAIR

B4PBBX GLASS DOOR  / WATER FOUNTAIN - BLDG 10, 1131 SERVICE 6/14/13 NNMC-10 1

B4PG64 PATCH & PAINT B-10 6WEST RM-POD1 6051 SERVICE 6/17/13 NNMC-10 1 FCA_PAINT

B4PGMR
MISSING SCREWS - CLOSET DOOR HANDLE - INSIDE 
PATIENT ROOM - BLDG 10, RM 5137

SERVICE 6/18/13 NNMC-10 1 LOCKS

B4PMDT -AH CALL BELL B-10 ALL 5CENTER SERVICE 6/15/13 NNMC-10 1

B4PMDW -AH HOT CALL B-10 RM-4165 SERVICE 6/15/13 NNMC-10 1

B4PMF7 -AH HOT CALL B-10 RM-4065 SERVICE 6/15/13 NNMC-10 1
B4PMFB -AH ICE MACHINE CLOGGED B-10 RM-4165E SERVICE 6/16/13 NNMC-10 1
B4PMFD -AH COLD CALL B-19 RM-3532 SERVICE 6/16/13 NNMC-10 1
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B4PMFL -AH LOOSE SEAT B-10 RM-4004W SERVICE 6/18/13 NNMC-10 1

B4PMG6 -AH MOLD B-10 RM-4065 SERVICE 6/15/13 NNMC-10 1
B4NKW4 HOT CALL, B-10, RM-5002, 5EAST SERVICE 6/4/13 NNMC-10 1 HVAC
B4NL7F -AH HOT CALL B-10 RM-6131 SERVICE 6/2/13 NNMC-10 1

B4NL7B -AH HOT CALL B-10 RM-4069 EAST SERVICE 6/2/13 NNMC-10 1

B4NL6M -AH FOUL SMELL B-10 RM-7068EAST SERVICE 6/2/13 NNMC-10 1

B4NL6X -AH TOILET B-10 RM-4E 4290 SERVICE 6/1/13 NNMC-10 1

B4NL73 -AH LIGHT BULBS B-10 RM-6058 SERVICE 6/2/13 NNMC-10 1

B4NL7C -AH ALARM B-10 RM-2106 SERVICE 6/2/13 NNMC-10 1
B4NL69 -AH ROOM TOO HOT B-10 RM-7004 7WEST SERVICE 6/1/13 NNMC-10 1
B4NL9H COLD CALL, B-10, RM-5010, 5EAST SERVICE 6/4/13 NNMC-10 1 HVAC

B4SLHB
AH-NO WATER FLOWING TO MAGNET/MRI 
MACHINE.NNMC-100, RM-116

SERVICE 8/15/13 NNMC-100 1 PLUMBING

B4VFXD
CLOGGED TOILET, B-100, RM-108 PATIENT RESTROOM 
MRI SUITE

SERVICE 9/25/13 NNMC-100 1 PLUMBING

B4R6RM CLOGGED SINK, B-100, RM-117, MRI SERVICE 7/8/13 NNMC-100 1 PLUMBING

B4TXSX LIGHTS OUT, B-100, RM-103, RADIOLOGY (MRI) SERVICE 9/11/13 NNMC-100 1 ELECTRICAL

B4VGN9 CLOGGED TOILET B-100 RM-108 SERVICE 9/26/13 NNMC-100 1 PLUMBING

B4RS4W LIGHT SWITCH NOT WORKING B-100 RM-116 SERVICE 7/29/13 NNMC-100 1 ELECTRICAL

B4S9HR
REPLACE 5 LIGHT BULBS IN SCAN ROOM - SYLVANIA 100 
WATT - USE NON-MAGNETIC TOOLS - BLDG 100, RM 110

SERVICE 8/8/13 NNMC-100 1 ELECTRICAL

B2Y5L3 LIGHTS OUT B-100 RM-116 SERVICE 4/30/13 NNMC-100 1 ELECTRICAL

B4RCGG
SWITCH TO SCANNER ROOM LIGHTS WON'T TURN OFF - 
BLDG 100, RM 117 & 116

SERVICE 7/9/13 NNMC-100 1 ELECTRICAL

B2SR88 LIGHT SWITCH, B-100, RM115 MRI SERVICE 2/1/13 NNMC-100 3 ELECTRICAL
B4RGFK HOT CALL - BLDG 100, RM 128 SERVICE 7/16/13 NNMC-100 1 HVAC

B4PGHT
HOT CALL - TEMP SHOULD NOT EXCEED 70 DEGREES - 
MRI SUITE - BLDG 100, RM 103

SERVICE 6/18/13 NNMC-100 1 HVAC

B4SVRP
PATCH & PAINT, B-100, FRONT ENTRANCE, MRI 
DEPARMTMENT

SERVICE 8/29/13 NNMC-100 1 FCA_PAINT

B4NPHS AC UNIT VIBRATING, B-100, RM-104 SERVICE 6/6/13 NNMC-100 1 HVAC

B4NPJX CEILING TILES, B-100, RMS- 106, 112, 117 & HALLWAYS SERVICE 6/6/13 NNMC-100 1 PLUMBING

B4SNWR BROKEN BASEBOARDS B-100 FRONT ENTRANCE SERVICE 8/22/13 NNMC-100 1 STRUCTURAL

B2YR43 LIGHTS OUT, B-100, RM-100 SERVICE 5/8/13 NNMC-100 1 ELECTRICAL

B2YVJR CLOGGED SINK, B-100- RM-113 SERVICE 5/9/13 NNMC-100 1 PLUMBING

B2YVN9 HVAC ALARM, B-100, RMS 123 & 104 SERVICE 5/9/13 NNMC-100 1 HVAC

B2YWFC LIGHTS OUT, B-100, RMS 119 SERVICE 5/9/13 NNMC-100 1 ELECTRICAL
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B2YR6X
STATIONARY WALL HEATER HAS FALLEN OFF WALL - 
NEEDS TO BE REATTACHED - BLDG 100, RM 100

SERVICE 5/8/13 NNMC-100 1 HVAC

B4NL6T -AH NO POWER B-100 RM-123 SERVICE 6/1/13 NNMC-100 1

B4PNZ7
POWER OUTAGE - 2 CUBICLES - BLDG 17B, IT, 3RD 
FLOOR, SUITE 3B

SERVICE 6/21/13 NNMC-17 1 ELECTRICAL

B4V3SV -AH CEILING LEAK B-17A RM-3001 SERVICE 9/12/13 NNMC-17 1 STRUCTURAL
B4PSFD CEILING LEAK, BLDG 17, GYM, LAUNDRY ROOM SERVICE 6/26/13 NNMC-17 1 STRUCTURAL
B4RYCS WET CEILING TILES - BLDG 17B, RM 2081 SERVICE 8/2/13 NNMC-17 1 STRUCTURAL

B2YPSP REPLACE CEILING TILES - BLDG 17B, RM 4023 SERVICE 5/8/13 NNMC-17 1 STRUCTURAL

B2TJRN
OUTSIDE DRAINS - BLDG 17, NEAR BASEMENT LEVEL 
WINDOWS - WEST SIDE

SERVICE 2/26/13 NNMC-17 1 HARDSCAPES

B4PRD3
BROKEN EMERGENCY DOOR - HINGE IS ALMOST OFF - 
BLDG 17B, GYM

SERVICE 6/25/13 NNMC-17 1 STRUCTURAL

B4R4MF
2 DOORS WON'T OPEN PROPERLY - BLDG 17, MAIN 
ENTRY & RM 1065

SERVICE 7/3/13 NNMC-17 1 STRUCTURAL

B4RM99 REPAIR DOOR HANDLE B-17 RM-STE. 1B 2ND DOOR SERVICE 7/24/13 NNMC-17 1 STRUCTURAL

B4TYTX
MAIN DOOR NOT CLOSING PROPERLY, B-17, FITNESS 
CENTER MAIN ENTERANCE DOOR

SERVICE 9/12/13 NNMC-17 1 STRUCTURAL

B2W6HF
DOOR KNOB BROKE # 1064 1ST FLOOR B-17 FITNESS 
CENTER

SERVICE 4/1/13 NNMC-17 1 STRUCTURAL

B4NWJV
AH-BASEMENT BACK STAIRWELL DRAIN CLOGGED 
CAUSING INTERIOR FLOODING.- NNMC-17

SERVICE 6/7/13 NNMC-17 1 PLUMBING

B4RRCY
WATER FOUNTAIN WON'T SHUT OFF - ABOUT TO 
OVERFLOW - BLDG 17, POOL DECK

SERVICE 7/26/13 NNMC-17 1 PLUMBING

B4TVT3
LEAKING FAUCET IN WILLIAM 3RD CAFE - STEADY FLOW - 
BLDG 10, 1ST FLOOR, MAIN LOBBY

SERVICE 9/9/13 NNMC-17 1 PLUMBING

B4S6PR
OUTLETS NOT WORKING IN MENS LOCKER ROOM, B-17,, 
FITNESS CENTER

SERVICE 8/7/13 NNMC-17 1 ELECTRICAL

B4NN9W CLOGGED TOILET B-17 BASEMENT RM-UNISEX SERVICE 6/5/13 NNMC-17 1 PLUMBING

B4SNHV AH-MVE NEEDS LIGHTS TURNED ON IN THE LOBBY SERVICE 8/20/13 NNMC-17 1 ELECTRICAL

B4R6VT CLOGGED TOILET B-17B 4TH FLOOR MENS ROOM SERVICE 7/8/13 NNMC-17 1 PLUMBING

B4RM6F CLOGGED TOILET B-17B RM-4TH FLOOR MENS ROOM SERVICE 7/24/13 NNMC-17 1 PLUMBING

B4P6JF
AH-DRAIN INSIDE OF WINDOW WELL IS STOPPED 
UP.NNMC-17

SERVICE 6/12/13 NNMC-17 1 PLUMBING

B4PT69 WATER FOUNTAIN NOT WORKING, B-17, NEAR PATIO SERVICE 6/26/13 NNMC-17 1 PLUMBING

B4RCSK SUITMATE NOT WORKING, B-17, FITNESS CENTER SERVICE 7/10/13 NNMC-17 1 ELECTRICAL

B4RGHX
OUTLETS NOT WORKING IN MENS LOCKER ROOM, B-17,, 
FITNESS CENTER

SERVICE 7/16/13 NNMC-17 1 ELECTRICAL

B4RJHD LIGHT OUT, B-17A, NEAR ROOM 2016 SERVICE 7/18/13 NNMC-17 1 ELECTRICAL

B4RV9C
TOILET WILL NOT STOP FLUSHING B-17 MENS 
RESTROOM FITNESS CENTER 1ST FLOOR

SERVICE 7/31/13 NNMC-17 1 PLUMBING

B4S6PV
WATER FOUNTAIN HAVE WARM WATER, B-17, FITNESS 
CENTER, POOL AREA

SERVICE 8/7/13 NNMC-17 1 PLUMBING
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B4SXLD
TOILET FLAP BROKEN, B-17, FITNESS CENTER, WOMANS 
RESTROOM

SERVICE 8/30/13 NNMC-17 1 PLUMBING

B4TYPS
CLOGGED WATER FOUNTIAN, B-17, FITNESS CENTER 
POOL AREA

SERVICE 9/12/13 NNMC-17 1 PLUMBING

B4TZ3S
OUTLET NOT WORKING, B-17, 1ST FL. 1B ARMY 
PERSONNEL

SERVICE 9/12/13 NNMC-17 1 ELECTRICAL

B4TZMG WATER FOUNTAIN, B-17, OUTSIDE PATIO SERVICE 9/13/13 NNMC-17 1 PLUMBING

B4VBJL
OUTLET NOT WORKING,B-17, RM-1012, FINANCE 
OFFICE

SERVICE 9/19/13 NNMC-17 1 ELECTRICAL

B4VCY7
LIGHTS OUT/ OUTLET NOT WORKING, B-17, FITNESS 
CENTER LADIES LOCKER ROOM

SERVICE 9/23/13 NNMC-17 1 ELECTRICAL

B4VDDK CLOGGED TOILET, B-17 RM 3136 MENS RESTROOM SERVICE 9/23/13 NNMC-17 1 PLUMBING

B4PGT3
TOILET RUNNING & URINAL NOT WORKING B-17 
BASEMENT SECURITY RM-UNISEX RESTROOM AND 
LOCKER ROOM

SERVICE 6/18/13 NNMC-17 1 PLUMBING

B2S6PL FAUCET LEAK B-17 STE. 2B RM-2160 SERVICE 1/29/13 NNMC-17 1 PLUMBING
B2Y588 LEAK B-17 PARKING GARAGE SERVICE 4/29/13 NNMC-17 1 PLUMBING
B4PFYS SHOWER DRAIN B-17 RM-WOMENS LOCKEROOM SERVICE 6/17/13 NNMC-17 1 PLUMBING

B3278H
HIGH HUMIDITY - 64% FROM 55% YESTERDAY - POOL 
AREA - BLDG 17

SERVICE 5/17/13 NNMC-17 1 HVAC

B4NRDB
REPAIR TOILET SEAT - BOLT MISSING - HAZARDOUS - 
MIDDLE STALL - BLDG 17A, 3RD FLOOR, LADIES 
RESTROOM

SERVICE 6/7/13 NNMC-17 1 PLUMBING

B4NPHH
CLOGGED TOILET - 2ND TOILET - BLDG 17, MENS 
LOCKER ROOM, 1ST FLOOR

SERVICE 6/6/13 NNMC-17 1 PLUMBING

B4MRG9
Dripping noise in the ceiling above cubicle - Building 17, 
suite 2b

SERVICE 5/20/13 NNMC-17 1 PLUMBING

B4NLDJ MOTION SENSOR OUT B-17 STE B-1 RM-B155 SERVICE 6/5/13 NNMC-17 1 ELECTRICAL

B4SLCT LIGHTS OUT B-17 STE. B3 RM-B127 SERVICE 8/19/13 NNMC-17 1 ELECTRICAL

B4SLNG LIGHT OUT B-17 RM-RACKETBALL ROOM SERVICE 8/19/13 NNMC-17 1 ELECTRICAL

B4PNSL Lights Out - Bldg 17B, Suite 2C, over cubicle # 8 SERVICE 6/21/13 NNMC-17 1 ELECTRICAL

B4PWTW 2 FLOURESCENT LIGHTS OUT - BLDG 17A - POLICE DEPT SERVICE 7/1/13 NNMC-17 1 ELECTRICAL

B4TSPF CEILING LIGHT OUT - BLDG 17, SUITE 1C, RM 1043 SERVICE 9/6/13 NNMC-17 1 ELECTRICAL

B327F8 LIGHTS OUT - BLDG 17, 2C, RMS 2065 & 2268 SERVICE 5/17/13 NNMC-17 1 ELECTRICAL

B4PFYV
BUZZING NOISE COMING FROM LIGHT FIXTURE - BLDG 
17, RM 1A

SERVICE 6/17/13 NNMC-17 1 ELECTRICAL

B4PTMB POWER OUT B-17B RM-STE. 3B SERVICE 6/27/13 NNMC-17 1 ELECTRICAL

B4R3HM
POWER OUT IN CUBICLE - IT DEPT - BLDG 17B, 3RD 
FLOOR

SERVICE 7/2/13 NNMC-17 1 ELECTRICAL

B4TVLG
OUTLETS IN BREAK ROOM NOT WORKING - BLDG 17B, 
4TH FLOOR

SERVICE 9/9/13 NNMC-17 1 ELECTRICAL

B4TWC6 NO POWER - WILLIAM THE 3RD B-17 MAIN LOBBY SERVICE 9/10/13 NNMC-17 1 ELECTRICAL
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B2YD2H Bldg 17B, Move outlets in Rm 2088 SERVICE 5/7/13 NNMC-17 1 ELECTRICAL

B2YD5K
Bldg 17B, Investigate & Repair Power Issue - Rooms 
4022, 4008, and 4042

SERVICE 5/7/13 NNMC-17 1 ELECTRICAL

B4NSXN Walk-in Refrigerator - Building 17B, 4th floor RM-4062 SERVICE 6/7/13 NNMC-17 1 APPLIANCE

B2XWXB COLD CALL - BLDG 17, 1077, SUITE 1A SERVICE 4/19/13 NNMC-17 1 HVAC

B4NXNH HOT CALL - LOWER TEMP - BLDG 17B - RMS 2089-2090 SERVICE 6/12/13 NNMC-17 1 HVAC

B4SNYG HOT CALL, B-17, 2ND FL. SUIT 2C SERVICE 8/22/13 NNMC-17 1 HVAC
B4TS7L REWORK - HOT CALL B-17 RM-1077 PSD SERVICE 9/5/13 NNMC-17 1 HVAC

B4RYB9
COLD CALL - BLDG 17B - Room #2236 (3 settings) and 
front office #2237

SERVICE 8/2/13 NNMC-17 1 HVAC

B4NXS4 HOT CALL B-17A RM-3122 SERVICE 6/12/13 NNMC-17 1 HVAC

B4PTDR HOT CALL B-17B RM-3375 STE. 3G SERVICE 6/27/13 NNMC-17 1 HVAC
B4PTPL HOT CALL, B-17, WILLIAM `III SERVICE 6/27/13 NNMC-17 1 HVAC
B4R6NF COLD CALL, B-17B, RM-3376 3RD FL. SERVICE 7/8/13 NNMC-17 1 HVAC
B4SVB7 HOT CALL B-17 FITNESS CENTER 1ST FLOOR SERVICE 8/28/13 NNMC-17 1 HVAC

B4TZMZ NO HOT WATER, B-17, RM-2009, KITCHEN SERVICE 9/13/13 NNMC-17 1 HVAC

B4VG6W HOT CALL, B-17A, NEAR ROOM 1097 CUBICLE AREA SERVICE 9/25/13 NNMC-17 1 HVAC

B4VGTN HEATER POOL NOT WORKING, B-17, FITNESS CENTER SERVICE 9/27/13 NNMC-17 1 HVAC

B2P6CD TOO HOT, B-17, RMS 264 & 265 Fitness Center SERVICE 1/2/13 NNMC-17 3 HVAC
B2PJSX Hot Call, B-17A, 3rd Floor Third Part Collections SERVICE 1/10/13 NNMC-17 3 HVAC
B2TDP5 WALK IN REFRIGERATOR B-17B RM-4062 SERVICE 2/19/13 NNMC-17 1 HVAC

B2Y7W8 HOT CALL B-17 RM-1077 SERVICE 5/2/13 NNMC-17 1 HVAC

B2Y5XM WALK IN REFRIGERATOR B-17B RM-4062 SERVICE 4/30/13 NNMC-17 1 HVAC

B4MXWK
POOL TEMP - WENT FROM 83 TO 70 - BLDG 17, 
SWIMMING POOL

SERVICE 5/24/13 NNMC-17 1 HVAC

B4NX3S HOT CALL B-17B RM-2089 & 2090 SERVICE 6/11/13 NNMC-17 1 HVAC
B4PGMN COLD CALL B-17 BASKETBALL COURT SERVICE 6/18/13 NNMC-17 1 HVAC
B4NKLB HOT CALL - 89 DEGREES - GYM, BLDG 17 SERVICE 6/4/13 NNMC-17 1 HVAC

B2WBHG VENTS B-17 RM-1ST FLOOR GYM LAUNDRY ROOM SERVICE 4/3/13 NNMC-17 1 HVAC

B327C5 DIRTY VENTS WILLIAM THE THIRD B-17 RM-1164 SERVICE 5/17/13 NNMC-17 1 HVAC

B2XSYR PATCH & PAINT B-17A BETWEEN B084 TO B141 SERVICE 4/15/13 NNMC-17 1 STRUCTURAL

B2XWC8 PATCH N PAINT B-17B 2ND FLOOR ELEVATOR LOBBY SERVICE 4/18/13 NNMC-17 1 STRUCTURAL

B4NRKT
SAFE COMBINATION BROKEN - WON'T UNLOCK - NCIS - 
BLDG 17B, BASEMENT

SERVICE 6/7/13 NNMC-17 1 LOCKS

B4SKL6 KEY SPINS, B-17B, RM-3304 3RD FLOOR. SERVICE 8/15/13 NNMC-17 1 LOCKS

B4TRNV
AH-NNMC-17, 1053, 1063, 1064, ROOM TEMPERATURE 
TOO LOW

SERVICE 9/3/13 NNMC-17 1

B4PNMS Lock- Navy College SERVICE 6/20/13 NNMC-17 2 LOCKS
B4PWSJ -AH TOILET RUNNING B-17 RM-FITNESS CENTER SERVICE 6/29/13 NNMC-17 1
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B4RGNX
AH-URINAL CLOGGED AND SPILLING UNTO FLOOR, 
NNMC-17, MENS RESTROOM

SERVICE 7/14/13 NNMC-17 1

B4RVRY -AH LOUD NOISE B-17 OR RM-STE 2A SERVICE 8/1/13 NNMC-17 1

B4S4WM
SUITMATE NEED TO BE MOUNTED ON WALL, B-17, 
FITNESS CENTER LADIES LOCKER ROOM

SERVICE 8/5/13 NNMC-17 1 ELECTRICAL

B4NW4P
SHOWER HEAD BROKEN & DOOR NOT LOCKING B-17 
RM-DOOR TO STAIR #5 1ST FLOOR

SERVICE 6/10/13 NNMC-17 1 REPAIR

B4PXH9
LOCK KEEP SPINNING, B-17, FITNESS CENTER DOOR # 
1065 & MAIN DOOR

SERVICE 7/2/13 NNMC-17 1 LOCKS

B4RD96
AH-RACKET BALL COURT HANDLE INSTALLED 
IMPROPERLY

SERVICE 7/9/13 NNMC-17 1 REPAIR

B4RGHW CORE LOCK SPINS, B-17, RM-1053, FITNESS CENTER SERVICE 7/16/13 NNMC-17 1 LOCKS

B4RMBP
WATER FOUNTAIN NOT COLD B-17 MWR FITNESS 
CENTER 1ST FLOOR

SERVICE 7/24/13 NNMC-17 1 PLUMBING

B4RN39 REPAIR LOCK B-17B RM- 2081 STE. 2C SERVICE 7/25/13 NNMC-17 1 LOCKS

B4SFRB OUTLET NOT WORKING, B-17B, RM-3059 SERVICE 8/12/13 NNMC-17 1 ELECTRICAL

B4SVPN -AH HIGH HUMIDITY B-17 FITNESS CENTER. SERVICE 8/26/13 NNMC-17 1
B4SXNM TOO COLD- FITINES CENTER, WHOLE AREA SERVICE 8/30/13 NNMC-17 1

B4TVSZ
BROKEN LOCKS TO DOUBLE DOOR - BOTH DOORS - 
BLDG 17, MAIN FLOOR, BETWEEN A AND B BLDGS

SERVICE 9/9/13 NNMC-17 1 LOCKS

B4TY9D
SHOWER KNOB BROKEN OFF, B-17, FITNESS CENTER 
WOMENS LOCKER ROOM

SERVICE 9/11/13 NNMC-17 1 REPAIR

B4VGPB
SAFE WON'T LOCK - SECURITY ISSUE - BLDG 17B, RM 
3376

SERVICE 9/26/13 NNMC-17 1 LOCKS

B4PGDD RESET PARKING GARAGE COUNTER B-17 SERVICE 6/17/13 NNMC-17 1 ELECTRICAL

B4PBPN
DOOR HANDLE BROKEN B-17 RACKETBALL COURT #1 
FITNESS CENTER

SERVICE 6/17/13 NNMC-17 1

B2PS79
CLOGGED TOILET - 1ST OF 3 TOILETS CLOGGED - BLDG 
17, RM 3026

SERVICE 1/16/13 NNMC-17 2 PLUMBING

B2PRDT Small water leak Bldg 17,17B Mechanical Room SERVICE 1/15/13 NNMC-17 3 PLUMBING

B2PS9T
Shower handle / drain, B-17, Fitness Center ladies locker 
room

SERVICE 1/16/13 NNMC-17 2 PLUMBING

B2TLKM LAP LANES B-17 POOL AREA 1ST FLOOR SERVICE 2/28/13 NNMC-17 1

B2TV6V CLEAN DRYER VENTS, B-17 GYM SERVICE 3/4/13 NNMC-17 1 HVAC

B2TV77
Repair Handicap Button B-17 MENS RESTROOM 1ST 
FLOOR

SERVICE 3/4/13 NNMC-17 1 ELECTRICAL

B2VF2S LOCK POP, B-17 SUITE 3B SERVICE 3/20/13 NNMC-17 2

B2WXFT lock needs repair,Building 17 on the 4th floor SERVICE 4/11/13 NNMC-17 1 LOCKS

B2XSRX LIGHTS OUT, B-17, MENS RESTROOM FITNESS CENTER SERVICE 4/15/13 NNMC-17 1 ELECTRICAL

B2XXXT OUTLET NOT WORKING, B-17A, RM-2003- HR SERVICE 4/22/13 NNMC-17 1 ELECTRICAL

B2XZC5 SAFE CAN NOT OPEN, B-17B, RM-2D SERVICE 4/24/13 NNMC-17 1 LABOR
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B2Y299 FOUNTAIN PUMP, B-17, RM- REAR PATIO ROOF SERVICE 4/26/13 NNMC-17 1 HVAC

B2Y6C5 AH-TOO HOT-NNMC-17-RM 4013 SERVICE 4/29/13 NNMC-17 1 HVAC

B2YBCJ
PATCH & PAINT  / REPLACE FLOURESCENT LIGHT BULB - 
BLDG17B

SERVICE 5/6/13 NNMC-17 1 FCA_PAINT

B2YCXB GRIND & SEAL B-17 RM-LADIES LOCKER ROOM SERVICE 5/7/13 NNMC-17 1

B2YR2Z
AH BANGING NOISE COMING FROM UNKNOWN 
SOURCE BETWEEN BASEMENT AND 1ST FLRS. SEE POC 
FOR EXACT LOCALE--NNMC-17-OEM

SERVICE 5/7/13 NNMC-17 1

B2YR5S
DETACHED DOOR HANDLE - BLDG 17, 4TH FLOOR BREAK 
ROOM

SERVICE 5/8/13 NNMC-17 1 LOCKS

B2Z9Y9 CLOGGED WATER FOUNTAIN, B-17, POOL AREA SERVICE 5/10/13 NNMC-17 1 PLUMBING

B3268Y
POWER OUTAGE - 7 CUBES WITHOUT POWER - BLDG 
17A

SERVICE 5/15/13 NNMC-17 1 ELECTRICAL

B4MRWJ LIGHTS OUT, B-17, RM-1021 SERVICE 5/21/13 NNMC-17 1 ELECTRICAL

B4MRPD CLOGGED URINAL - BLDG 17, GYM SERVICE 5/21/13 NNMC-17 1 PLUMBING

B4MSB6 AH-NO HOT WATER IN GYM-NNMC-17, FITNESS CENTER SERVICE 5/18/13 NNMC-17 1 PLUMBING

B4MV9W
REPAIR/REPLACE VENT SIZED SCREEN (CAGE?) - BLDG 17 
,GYM - BASKETBALL AREA

SERVICE 5/22/13 NNMC-17 1 REPAIR

B4MWTK POWER OUTAGE - COPIER ROOM - BLDG 17, RM 3133 SERVICE 5/23/13 NNMC-17 1 ELECTRICAL

B4S4NM OUTLETS NOT WORKING B-17B STE. 2C SERVICE 8/5/13 NNMC-17B 1 ELECTRICAL

B4RSVD
Faucet Needs tightening, very loose - Sink located in 
open area - BLDG 17B, SUITE 2C

SERVICE 7/30/13 NNMC-17B 1 PLUMBING

B4SJYK NOISY LIGHT FIXTURE B-17B RM-4005 SERVICE 8/15/13 NNMC-17B 1 ELECTRICAL

B4SLT4 REWORK - HOT CALL B-17B 4TH FLOOR SERVICE 8/19/13 NNMC-17B 1 HVAC
B4SLPG VENTS GIVING OFF SMELL B-17B RM-STE 3D SERVICE 8/19/13 NNMC-17B 1 HVAC
B2XVWL ALARM SOUNDING - LAB AIR - BLDG 19, MER SERVICE 4/17/13 NNMC-19 1 ELECTRICAL

B4S9TN DRIPPING ON CEILING B-19 RM-5539 SERVICE 8/8/13 NNMC-19 1 STRUCTURAL

B4NR3T CEILING LEAK - PUDDLING - BLDG 19, RM 4201 SERVICE 6/7/13 NNMC-19 1 STRUCTURAL
B4PXMR REPAIR CEILING LEAK B-19 RM-4148 SERVICE 7/2/13 NNMC-19 1 STRUCTURAL

B4TXYC MISSING CEILING TILE  – BLDG 19, NEAR ROOM 4105 SERVICE 9/11/13 NNMC-19 1 STRUCTURAL

B4PRC7 RESET HEAT RECOVERY CHILLER #1A - BLDG 19A, MER SERVICE 6/25/13 NNMC-19 1 HVAC

B3273S CHILLERS 1 & 3 HAVE HIGH STARTER TEMPS SERVICE 5/16/13 NNMC-19 1 HVAC

B4RDG4 NO POWER B-19 RM-1413 & 1406 CHIROPRACTIC CLINIC SERVICE 7/11/13 NNMC-19 1 ELECTRICAL

B2Y2B7 BLOWN CIRCUIT - BLDG 19, RM 4572, 4576 SERVICE 4/26/13 NNMC-19 1 ELECTRICAL

B2Y97Y OUTLETS B-19 RM-1433 SERVICE 5/3/13 NNMC-19 1 ELECTRICAL

B2XRKB
CHANGE LARGE DOUBLE VENT CAV BOX FROM 650 CFM 
TO 350 CFM  - BLDG 19, RM 3032

SERVICE 4/12/13 NNMC-19 1 HVAC
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B4RY3F
REPLACE BACKNET CARD WITH HOUSING - CRACKED - 
COULD CAUSE PROBLEMS FOR ALL CONTROL OF VFD - 
BLDG 19, AHU 6

SERVICE 8/2/13 NNMC-19 1 HVAC

B2WVLX
REINSTALL UNHOOKED THERMOSTATS - BLDG 19, RMS 
1033 & 1053

SERVICE 4/10/13 NNMC-19 1 HVAC

B2YCYB THERMOSTAT B-19 RM-2500 SERVICE 5/7/13 NNMC-19 1 HVAC

B4R6XS INSTALL CIPHER LOCK B-19 RM-6407 SERVICE 7/8/13 NNMC-19 1 LOCKS

B4VCHJ
CHECK EXHAUST ROOM DAMPER – BLDG 19, DIRTY 
UTILITY ROOM, RM 5042

SERVICE 9/20/13 NNMC-19 1 HVAC

B4NLDN DOOR HANDLE BROKEN B-19 RM-B119 SERVICE 6/5/13 NNMC-19 1 STRUCTURAL

B4V463 FIRE DOOR HANDLE CAME OFF, B-19, RM-1501 SERVICE 9/17/13 NNMC-19 1 STRUCTURAL

B4TSLH STRIKE PLATE ON DOOR FELL OFF B-19 RM-4608 SERVICE 9/5/13 NNMC-19 1 STRUCTURAL

B4PND6
HANDICAP AUTO DOOR BUTTON NOT WORKING - BOTH 
ENTER OR EXIT - WOMENS RESTROOM, BLDG 19, 1ST 
FLOOR,  NEAR M&G FOOD KIOSK

SERVICE 6/20/13 NNMC-19 1 STRUCTURAL

B4RLFJ DOOR NOT LATCHING, B-19, RM-3313, 3RD FLOOR SERVICE 7/23/13 NNMC-19 1 STRUCTURAL

B4PXHR
DOOR HINGE SPRING MISSING, B-19, RM-2103 
ORTHOPEDICS

SERVICE 7/2/13 NNMC-19 1 STRUCTURAL

B4R7WX HANDICAP DOOR NOT OPENING B-19 DOOR # 1109 SERVICE 7/9/13 NNMC-19 1 STRUCTURAL

B4S6FZ
STRIKE PLATE MISSING SCREW / DOUBLE DOOR STUCK 
CLOSED - BLDG 19, 2ND FLOOR

SERVICE 8/6/13 NNMC-19 1 STRUCTURAL

B4S67B
NO POWER TO HANDICAP DOOR - PHYSICAL MED AND 
REHAB - BLDG 19, NEAR ROOM 1303

SERVICE 8/6/13 NNMC-19 1 STRUCTURAL

B4SG7K REPAIR DOOR B-19 RM-3544A SERVICE 8/13/13 NNMC-19 1 STRUCTURAL

B4SSX7 DOOR HARD TO CLOSE, B-19, RM-3313, RADIOLOGY MRI SERVICE 8/27/13 NNMC-19 1 STRUCTURAL

B4TRWL DOORS NOT LATCHING B-19 STAIRWAYS SERVICE 9/4/13 NNMC-19 1 STRUCTURAL

B4VBF7 DOOR HANDLE FELL OFF B-19 RM-B206 SERVICE 9/19/13 NNMC-19 1 STRUCTURAL

B4VCFW REPAIR DOOR B-19 RM-4326 HALLWAY SERVICE 9/20/13 NNMC-19 1 STRUCTURAL

B4VFS3
DOUBLE DOOR WILL NOT OPEN, B-19, DOOR # 2111 
ORTHOPEDICS

SERVICE 9/25/13 NNMC-19 1 STRUCTURAL

B4VGBC -AH CABINET DOOR REPAIR B-19 RM-B043 SERVICE 9/25/13 NNMC-19 1 STRUCTURAL

B2SR5B REPAIR/REPLACE DOOR MAGNET - BLDG 19, RM 4233 SERVICE 2/1/13 NNMC-19 1 STRUCTURAL

B2T7DH DOOR MAGNETS NOT WORKING - BLDG 19, 1205, 1217 SERVICE 2/12/13 NNMC-19 1 STRUCTURAL

B2W4FD
DOOR MAGNET IS NOT WORKING, B-19, 6TH FL. 
 TRAMATIC BRAIN

SERVICE 3/27/13 NNMC-19 1 STRUCTURAL

B2W7P7 MAGNETIC HOLDERS INOP B-19 SERVICE 4/2/13 NNMC-19 1 STRUCTURAL
B2XVHP DOOR DRAG B-19 STAIRWELL 2 1ST FLOOR SERVICE 4/16/13 NNMC-19 1 STRUCTURAL

B2XYBL
MAGNETIC DOORS INOP B-19 RM- CORRIDOR 2419, 
2434 & 2430

SERVICE 4/22/13 NNMC-19 1 STRUCTURAL
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B2Y27G
Repair the right leaf of Bldg 19 Basement automatic 
doors

SERVICE 4/26/13 NNMC-19 1 STRUCTURAL

B2ZCH7 BREAKER OUT TO DOOR B-19 RM-B150 SERVICE 5/13/13 NNMC-19 1 STRUCTURAL

B2ZCV5 Door will not latch- B-19, Room 1128 SERVICE 5/13/13 NNMC-19 1 STRUCTURAL

B4NBBH AUTODOORS B-19 OCCUPATIONAL THERAPY CLINIC SERVICE 5/31/13 NNMC-19 1 STRUCTURAL

B4PGJK REPAIR DOOR MAGNETS - ENTRY TO BLDG 19 TUNNEL SERVICE 6/18/13 NNMC-19 1 STRUCTURAL

B4NL7P DOOR HANDLE BROKEN, B-19, RM-B-119, RAD ONC SERVICE 6/4/13 NNMC-19 1 STRUCTURAL

B4NKRF REPAIR DOOR B-19 RM-4014 SERVICE 6/4/13 NNMC-19 1 STRUCTURAL

B4SNKP PLASTER TRAP CHANGE B-19 RM-1501 SERVICE 8/22/13 NNMC-19 1 PLUMBING

B4RMX9 RESTORE DRAINAGE PIPES B-19 ROOF SERVICE 7/25/13 NNMC-19 1 PLUMBING

B2Y5TN
DRILL HOLES FOR COMPUTER CABLES - BLDG 19, RM B-
027

SERVICE 4/30/13 NNMC-19 1 STRUCTURAL

B4NHWW
PROVIDE ELECTRICAL SUPPORT FOR BREAKER 
INSTALLATION - BLDG 19, RMS B335 & B300

SERVICE 6/3/13 NNMC-19 1 ELECTRICAL

B4V44G -AH INCREASE FAN SPEED B-19 RM-3615 SERVICE 9/13/13 NNMC-19 1 HVAC

B4SSK3
REPAIR DISCHARGE DAMPENER / FAN UNIT WILL NOT 
RUN - BLDG 19, BASEMENT

SERVICE 8/26/13 NNMC-19 1 HVAC

B4PNWL FAN VIBRATION B-19 RM-2601 SERVICE 6/21/13 NNMC-19 1 HVAC
B4SG7P REPAIR BROKEN FAN MOUNTS B-19 RM-B335 SERVICE 8/13/13 NNMC-19 1 HVAC

B4PV9X
REPLACE MISSING AERATOR FROM SINK FAUCET  BLDG 
19, RM B326

SERVICE 6/28/13 NNMC-19 1 PLUMBING

B4P9YC AERATORS MISSING FROM SINKS B-19 RM-1132 & 1026 SERVICE 6/14/13 NNMC-19 1 PLUMBING

B4RMXB
LEAKING FAUCET - LADIES RESTROOM - BLDG 19, NEAR 
COFFEE SHOP / INFO DESK

SERVICE 7/25/13 NNMC-19 1 PLUMBING

B2W5R9 HOT WATER FAUCET  BROKEN - BLDG 19, RM 4133 SERVICE 3/28/13 NNMC-19 1 PLUMBING

B2WXB8
FAUCET WON'T SHUT OFF - STEADY STREAM - BLDG 19, 
RM 1111

SERVICE 4/11/13 NNMC-19 1 PLUMBING

B2XRMJ
FAUCET WON'T SHUT OFF - STEADY STREAM - BLDG 19, 
RM 1012

SERVICE 4/12/13 NNMC-19 1 PLUMBING

B2YDBL
AERATOR MISSING - UNSTEADT STREAM - BLDG 19, RM 
1083 & 1309

SERVICE 5/7/13 NNMC-19 1 PLUMBING

B4NLJT CLOGGED TOILET B-19 RM-3447 SERVICE 6/5/13 NNMC-19 1 PLUMBING

B4SH3V CEILING TILE, B-19, BASEMENT, NEAR RMS B024 & B119 SERVICE 8/14/13 NNMC-19 1 PLUMBING

B4SNPM
TOILET RUNNING NONSTOP B-19 RM-1012 WOMENS 
RESTROOM

SERVICE 8/22/13 NNMC-19 1 PLUMBING

B4RFTZ
BACK UP GENERATOR ALARM GOING OFF & WATER 
COOLING TEMP TO HIGH, B-19, BASEMENT- RMS B041 
& B043

SERVICE 7/15/13 NNMC-19 1 ELECTRICAL

B4RGT6
LIGHTS OUT, B-19, 3RD AND 4TH FL. DERMATOLOGY RM- 
3116, ALLERGY RM4151

SERVICE 7/16/13 NNMC-19 1 ELECTRICAL

B4PRTV REPAIR SEWAGE EJECTOR PUMP B-19 RM-B034 SERVICE 6/25/13 NNMC-19 1 PLUMBING
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B4PPW6 CLOGGED TOILET B-19 RM-1012 SERVICE 6/24/13 NNMC-19 1 PLUMBING
B4R7XP CLOGGED TOILET B-19 RM-5311 SERVICE 7/9/13 NNMC-19 1 PLUMBING

B4RCHH
OUTLET NOT WORKING IN HALLWAYS, B-19, 2ND FL. 
HALLWAY NEAR RM 2512 AND TEAM BRAVO HALLWAY-
INTERNAL MEDICINE

SERVICE 7/10/13 NNMC-19 1 ELECTRICAL

B4RHDD
REPLACE LEAKING PLASTER TRAY UNDER SINK B-19 RM-
1459

SERVICE 7/17/13 NNMC-19 1 PLUMBING

B4RKRP LIGHT OUT, B-19, RM-B-0139, RADIATION THERPY SERVICE 7/22/13 NNMC-19 1 ELECTRICAL

B4S6KW CLOGGED TOILET, B-19, RM-1012 SERVICE 8/6/13 NNMC-19 1 PLUMBING
B4S6HS REPAIR POOL AC DRAIN, B-19, RM-B335 SERVICE 8/6/13 NNMC-19 1 PLUMBING

B4SFMV
PHYSICAL THERAPY RESTROOM HAS TWO CLOGGED 
TOILETS, RESTORE TO PROPER OPERATION - BLDG 1046, 
1048 (INSIDE 1049A)

SERVICE 8/12/13 NNMC-19 1 PLUMBING

B4SM97 CLOGGED TOILET B-19 RM-1309 SERVICE 8/20/13 NNMC-19 1 PLUMBING

B4ST9J EYE WASH STATION WATER TOO HOT, B-19, RM-4573 SERVICE 8/27/13 NNMC-19 1 PLUMBING

B4TXWT 3 LIGHTS OUT, B-19, BASEMENT, RM B043 MRI ROOM SERVICE 9/11/13 NNMC-19 1 ELECTRICAL

B4TX4X CLOGGED TOILET B-19 RM-1012 SERVICE 9/10/13 NNMC-19 1 PLUMBING
B4VB4W OUTLET NOT WORKING, B-19 COFFE SHOP SERVICE 9/18/13 NNMC-19 1 ELECTRICAL

B4VGY6
FAUCET HOT WATER HANDLE NOT WORKING 
PROPERLY, B-19, BASEMENT, RM-B-326

SERVICE 9/27/13 NNMC-19 1 PLUMBING

B2TVV2 URINALS B-19 RM-1008 SERVICE 3/5/13 NNMC-19 1 PLUMBING
B2TZV7 TOILET CLOGGED B-19 RM-5542 SERVICE 3/8/13 NNMC-19 1 PLUMBING

B2W5KH FAUCET LEAK B-19 RM-3201 SERVICE 3/28/13 NNMC-19 1 PLUMBING

B2XZTB CLOGGED TOILET B-19 RM-3215 SERVICE 4/25/13 NNMC-19 1 PLUMBING

B2Y5PR SHOWER HANDLE BROKEN B-19 RM-1132 SERVICE 4/30/13 NNMC-19 1 PLUMBING

B2Y5BH OVERFLOWED TOILET B-19 RM-1012 SERVICE 4/29/13 NNMC-19 1 PLUMBING
B2Y5DM CLOGGED TOILET B-19 RM-3352 SERVICE 4/29/13 NNMC-19 1 PLUMBING

B2Y5YG EYEWASH STATION B-19 RM-1508 SERVICE 4/30/13 NNMC-19 1 PLUMBING

B2Y879 CLOGGED TOILET B-19 RM-2216 SERVICE 5/2/13 NNMC-19 1 PLUMBING

B327CP FAUCETS B-19 RM-1026 & 1124 SERVICE 5/17/13 NNMC-19 1 PLUMBING

B4NXC9 TOILET CLOGGED RM-6119 B-19 SERVICE 6/11/13 NNMC-19 1 PLUMBING

B4SH6M REPLACE THRESHOLD B-19 RM-3113 SERVICE 8/14/13 NNMC-19 1 STRUCTURAL

B4VCJP MISSING GROUT UNDER TOILET B-19 RM-1026 SERVICE 9/20/13 NNMC-19 1 STRUCTURAL

B4PR7J RESECURE RUBBER STRIP IN THRESHOLD B-19 RM-4505 SERVICE 6/24/13 NNMC-19 1 STRUCTURAL

B2Y93K FLOOR STRIP PEELING B-19 RM-3317 SERVICE 5/3/13 NNMC-19 1 STRUCTURAL

B2SZ47
SHOWER HEAD, WATER PRESSURE, TOILET SEAT MENS 
LOCKEROOM B-19 #1128 (ACCESSED THROUGH ROOM 
1132)

SERVICE 2/7/13 NNMC-19 1 PLUMBING

B2SZ29 CLEAN STEAM GENERATOR B-19 RM-B335 SERVICE 2/7/13 NNMC-19 1 HVAC

B4PG76
Restore proper cooling and humidity control to the 
Therapy Pool area - BLDG 19, RM 1134

SERVICE 6/17/13 NNMC-19 1 HVAC
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B4NL7S LEAKING ICE MACHINE - BLDG 19, 1004 SERVICE 6/4/13 NNMC-19 1 APPLIANCE

B4SLFX
TOILET WON'T STOP RUNNING - DERMATOLOGY - BLDG 
19, RM 3208

SERVICE 8/19/13 NNMC-19 1 PLUMBING

B4TRPL CLOGGED TOILET - PHLEBOTOMY - BLDG 19, RM 1210 SERVICE 9/4/13 NNMC-19 1 PLUMBING

B4PRXS
CLOGGED SINK DRAIN - VACCINE/ALLERGIES HEALTH 
CENTER - BLDG 19, RM 4150

SERVICE 6/25/13 NNMC-19 1 PLUMBING

B4PWWB
TOILET MALFUNCTION - MENS RESTROOM - BLDG 19, 
RM 1309

SERVICE 7/1/13 NNMC-19 1 PLUMBING

B4SB9G
CLOGGED ICE MACHINE - WON'T DRAIN - BLDG 19, RM 
3472

SERVICE 8/9/13 NNMC-19 1 PLUMBING

B4RJGW
SINK FALLING OFF WALL - HEMOTOLOGY/ONCOLOGY - 
BLDG 19, EXAM ROOM 3507

SERVICE 7/18/13 NNMC-19 1 PLUMBING

B4RVCT
REPAIR/REPLACE - BROKEN SHOWER HEAD - BLDG 19, 
RM 3123

SERVICE 7/31/13 NNMC-19 1 PLUMBING

B4S6B6 CLOGGED TOILET - BLDG 19, ORTHOPEDICS, RM 2210 SERVICE 8/6/13 NNMC-19 1 PLUMBING

B4SNGM
Bathroom sink is coming off the wall.  The caulkiing is 
coming off as well - BLDG 19, RM 4212

SERVICE 8/21/13 NNMC-19 1 PLUMBING

B4TZ74
TOILET CONTINUOUSLY FLUSHES - PLEASE ADJUST - 
BLDG 19, RM 3627

SERVICE 9/12/13 NNMC-19 1 PLUMBING

B2ZFFG CLOGGED TOILET - BLDG 19, RM 5109 SERVICE 5/14/13 NNMC-19 1 PLUMBING

B4MRHX
TOILET CONSTANTLY FLUSHING - WATER ON FLOOR - 
BLDG 19, RM 3208

SERVICE 5/20/13 NNMC-19 1 PLUMBING

B4NW4J
LIGHTS OUT, B-19, RM-B040, MRI SCAN ROOM 
BASEMENT

SERVICE 6/10/13 NNMC-19 1 ELECTRICAL

B4SMRC LIGHT OUT B-19 RM-3438 WELLNESS CENTER SERVICE 8/21/13 NNMC-19 1 ELECTRICAL

B4RGGJ REPLACE BURNED OUT BULBS B-19 RM-5413 SERVICE 7/16/13 NNMC-19 1 ELECTRICAL

B4RMKB LIGHTS OUT B-19 RM-B139 SERVICE 7/25/13 NNMC-19 1 ELECTRICAL

B4S793 REPLACE FLICKERING LIGHTS B-19 RM-4404 SERVICE 8/7/13 NNMC-19 1 ELECTRICAL

B4SGGS
INCANDESCENT LIGHT OUT - MRI - DEGRADES IMAGE 
QUALITY - BLDG 19, RM B040 (INSIDE B043)

SERVICE 8/13/13 NNMC-19 1 ELECTRICAL

B2TGFH LIGHT OUT B-19 ELEVATOR 1 SERVICE 2/21/13 NNMC-19 1 ELECTRICAL

B2XVXR REPLACE LIGHTS B-19 PAVILION SERVICE 4/17/13 NNMC-19 1 ELECTRICAL

B2XYZD LIGHTS OUT B-19 RM-B150, B151, B152 & B154 SERVICE 4/23/13 NNMC-19 1 ELECTRICAL

B2XZ3C B-19 STAIRWELL A-1 BETWEEN 3RD AND 4TH FLOOR SERVICE 4/23/13 NNMC-19 1 ELECTRICAL

B32737
LIGHT FIXTURE HANGING AND READY TO FALL - MECH 
PLENUM ROOM - BLDG 19, RM B-337

SERVICE 5/16/13 NNMC-19 1 ELECTRICAL

B4MVZ7
2 LIGHTS OUT - INCANDESCENT BULBS - MRI - BLDG 19, 
RM B040 (INSIDE B043) - SECURED ROOM - CALL 
BEFORE 1500

SERVICE 5/23/13 NNMC-19 1 ELECTRICAL
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B4N64Y
2 LIGHT BULBS OUT IN TREATMENT ROOM - TOTALLY 
DARK - BLDG 10, RM 7108

SERVICE 5/29/13 NNMC-19 1 ELECTRICAL

B4R96R PATCH & PAINT B-19 RM-1206 SERVICE 7/9/13 NNMC-19 1 FCA_PAINT

B4V3FG REPAIR CHILLED WATER LEAK B-19 RM-B335 SERVICE 9/16/13 NNMC-19 1 HVAC
B2SZC3 SEWAGE SMELL B-19 RM-1006 SERVICE 2/8/13 NNMC-19 1 PLUMBING
B2XWX3 STEAM LINE LEAK B-19 RM-B335 SERVICE 4/19/13 NNMC-19 1 HVAC

B4PGGV
Repair the leak on the intake pipe of the pool filter - 
Building 19 pump room B-208.

SERVICE 6/18/13 NNMC-19 1 PLUMBING

B4PG3M OUTLET NOT WORKING B-19 M&G COFFEE SHOP SERVICE 6/17/13 NNMC-19 1 ELECTRICAL

B4PPSY
OUTLET NOT WORKING, B-19, RM-1437- 
OCCUPATIONAL THERAPY

SERVICE 6/24/13 NNMC-19 1 ELECTRICAL

B4R7Z4 NO POWER TO 2 OUTLETS OF 3 - BLDG 19, RM 1418 SERVICE 7/9/13 NNMC-19 1 ELECTRICAL
B4NZX7 NO POWER B-19 RM-B146 SERVICE 6/13/13 NNMC-19 1 ELECTRICAL

B4RKLJ NO POWER B-19 RM-1004 MATC SERVICE 7/22/13 NNMC-19 1 ELECTRICAL

B4RVCL
NO POWER TO OUTLETS BLDG 19 TUNNEL LEADING TO 
BLDG 54

SERVICE 7/31/13 NNMC-19 1 ELECTRICAL

B4TVGK
NO POWER FROM WALL - PROSTHETICS - BLDG 19, RM 
1501

SERVICE 9/9/13 NNMC-19 1 ELECTRICAL

B4VB7X NO POWER - BLDG 19, RM 4313 SERVICE 9/18/13 NNMC-19 1 ELECTRICAL
B4V3KP NO POWER TO OUTLETS B-19 RM-4426 PEDIATRICS SERVICE 9/16/13 NNMC-19 1 ELECTRICAL

B2TFH4
NO POWER TO Q-MATIC B-19 4TH FLOOR RM-
IMMUNIZATION CLINIC

SERVICE 2/20/13 NNMC-19 1 ELECTRICAL

B2Y6FC NO POWER B-19 RM-B118 SERVICE 5/1/13 NNMC-19 1 ELECTRICAL

B2Y4MD NO POWER B-19 RM-3472 SERVICE 4/29/13 NNMC-19 1 ELECTRICAL

B4SB69
CHECK PUMP SEAL AND REPAIR IF NEEDED - BP1A 
BOOSTER - DOMESTIC WATER PUMP - MER - BLDG 19, 
RM B335

SERVICE 8/9/13 NNMC-19 1 PLUMBING

B4PTWL
MRI CHILLED WATER PUMP WILL NOT RUN - PUMP #2 - 
BLDG 19, RM B209

SERVICE 6/28/13 NNMC-19 1 HVAC

B4PX6Z COLD SHOWERS - BLDG 19, RMS 1131/1132 SERVICE 7/1/13 NNMC-19 1 PLUMBING

B4RFSP
CALL BELL SYSTEM ALARM, B-19, FRONT DESK, 
RADIATION ONCOLOGY

SERVICE 7/15/13 NNMC-19 1 ELECTRICAL

B4SB6G
NO POWER TO HANDICAP DOOR - PHYSICAL MED AND 
REHAB - BLDG 19, MEAR ROOM 1303

SERVICE 8/9/13 NNMC-19 1 ELECTRICAL

B4RD6R
LIGHT SWITCH NOT WORKING - WHOLE FLOOR - BREAST 
CLINIC - BLDG 19, SEE RM 3339

SERVICE 7/11/13 NNMC-19 1 ELECTRICAL

B4SLZP
HOT CALL - WAY TOO HOT - PHYSICAL THERAPY - RESET 
TO COOL DOWN AT 0700 INSTEAD IF 1000 - BLDG 19, 
RM B328

SERVICE 8/20/13 NNMC-19 1 HVAC

B4VGDG COLD CALL, B-19, RM-3607 HEMATOLGY ONCOLOGY SERVICE 9/26/13 NNMC-19 1 HVAC

B4TRMT COLD CALL B-19 RM-3341 BREAST IMAGING CLINIC SERVICE 9/4/13 NNMC-19 1 HVAC

B4PV9G
HOT CALL - TOO HOT  - BLDG 19, NEUROLOGY, RM 6215, 
WHOLE CLINIC

SERVICE 6/28/13 NNMC-19 1 HVAC

B4R9VK
COLD CALL - INCREASE TEMP IN OFFICE - BLDG 19, RM 
3165

SERVICE 7/9/13 NNMC-19 1 HVAC
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B4PWY7
COLD CALL, B-19, 2ND FL. RM-2749- INTERNAL 
MEDICINE

SERVICE 7/1/13 NNMC-19 1 HVAC

B4RG4J HOT CALL B-19 RM-1201 PHARMACY SERVICE 7/15/13 NNMC-19 1 HVAC
B4RVNM COLD CALL B-19 RM-6069 SERVICE 8/1/13 NNMC-19 1 HVAC

B4SVSY COLD CALL, B-19, 6TH FL. RM-6139, PSYCHOLOGY SERVICE 8/29/13 NNMC-19 1 HVAC

B4PG4K HOT CALL - TOO HOT - BLDG 19, 4581, 4505, 4507 SERVICE 6/17/13 NNMC-19 1 HVAC
B4PGCL -AH HOT CALL B-19 RM-2309 SERVICE 6/14/13 NNMC-19 1 HVAC
B4NWB3 HOT CALL B-19 RM-3605 SERVICE 6/10/13 NNMC-19 1 HVAC

B4PTG9 COLD CALL, B-19, RM-1053 HOUSE KEEPING SERVICE 6/27/13 NNMC-19 1 HVAC

B4PRGZ HOT CALL, B-19, RM-3426 BREAST CENTER SERVICE 6/25/13 NNMC-19 1 HVAC

B4PTN3 COLD CALL B-19 RM-2751 SERVICE 6/27/13 NNMC-19 1 HVAC

B4RDCR COLD CALL B-19 RM-4148 SERVICE 7/11/13 NNMC-19 1 HVAC

B4RHDR HOT CALL B-19 RM-3521 & 3532 OVER 77 DEGREES SERVICE 7/17/13 NNMC-19 1 HVAC

B4RJH9 HOT CALL, B-19 ,RMS 6037 AND PATIENT CARE AREA SERVICE 7/18/13 NNMC-19 1 HVAC

B4RVBT
COLD CALL - TOO COLD  - PATIENTS COMPLAINING - 
ENDOCRINOLOGY - BLDG 19, RM 5133

SERVICE 7/31/13 NNMC-19 1 HVAC

B4SNRL COLD CALL B-19 RM-4509 SERVICE 8/22/13 NNMC-19 1 HVAC

B4SP7V
REPAIR THE HIGH STARTER TEMPERATURE - CHILLER 2 - 
BLDG 19, RM B338

SERVICE 8/23/13 NNMC-19 1 HVAC

B4SSXB
HIGH PRESSURE VENTILATION - COLD AIR - BLDG 19, RM 
B141

SERVICE 8/27/13 NNMC-19 1 HVAC

B4SVB6 COLD CALL B-19 RM-6518 SERVICE 8/28/13 NNMC-19 1 HVAC

B4TRK3
TOO HOT  IN DERMATOLOGY CLINIC - SURGICAL 
PROCEDURE OR - BLDG 19, RM 3010 - SEE POC

SERVICE 9/4/13 NNMC-19 1 HVAC

B4TRT7
COLD CALL, B-19, 4TH FL CHILD BEHAVIORAL HEALTH 
WAITING AREA AND FRONT DESK

SERVICE 9/4/13 NNMC-19 1 HVAC

B4TWD7 HOT CALL, B-19, 2ND FL. RM-2202 SERVICE 9/10/13 NNMC-19 1 HVAC

B4TX96
COLD CALL B-19 AUDIOLOGY AND SPEECH CENTER 5th 
FLOOR

SERVICE 9/10/13 NNMC-19 1 HVAC

B4TXXL
HOT CALL - TOO HOT - ORTHOPEDICS - BLDG 19, RM 
2025

SERVICE 9/11/13 NNMC-19 1 HVAC

B4TZ3N HOT CALL, B-19, RM-2619, INTERNAL MEDICINE SERVICE 9/12/13 NNMC-19 1 HVAC

B4V9YK
WAY TOO COLD - PATIENT CARE AREA - INTERNAL 
MEDICINE - BLDG 19, RM 2753

SERVICE 9/18/13 NNMC-19 1 HVAC

B4V49L
COLD CALL - Provider office 5428 is freezing cold - BLDG 
19

SERVICE 9/17/13 NNMC-19 1 HVAC

B4VBKT COLD CALL B-19 RM-PEDIATRICS DEPT. 4TH FLOOR SERVICE 9/19/13 NNMC-19 1 HVAC
B4VBN9 HOT CALL B-19 RM-2816 INTERNAL MEDICINE SERVICE 9/19/13 NNMC-19 1 HVAC
B4VC9Y COLD CALL - TURN AIR OFF - BLDG 19, RM 4640 SERVICE 9/20/13 NNMC-19 1 HVAC

B4VD7M COLD CALL, B-19, RM-4367 & 4369, CHILD PYSCHIATRY SERVICE 9/23/13 NNMC-19 1 HVAC

B4VG7S
HOT CALL - VERY HOT IN PROVIDERS ROOM - BLDG 19, 
RM 2571

SERVICE 9/25/13 NNMC-19 1 HVAC

B4VGVF
WAY TOO COLD - PATIENT CARE AREA - BEHAVIORAL 
HEALTH CLINIC - BLDG 19, RM 6517

SERVICE 9/27/13 NNMC-19 1 HVAC
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B2NYHT Cold Call, B-19, RM-1602 Physical Medicine SERVICE 1/7/13 NNMC-19 2 HVAC

B2RF38
HOT CALL - MEDICATION AREA - BLDG 19, RM 3532 (GO 
THRU 3521)

SERVICE 1/24/13 NNMC-19 3 HVAC

B2S6PH COLD CALL B-19 RM-2749 SERVICE 1/29/13 NNMC-19 1 HVAC
B2S6MS HOT CALL B-19 RM-2204 SERVICE 1/29/13 NNMC-19 1 HVAC
B2SGSW HOT TEMP IN ROOM, NNMC-19, RM-140 SERVICE 1/28/13 NNMC-19 2 HVAC
B2SLGL TOO COLD, NNMC-19,RM 5433, AH-24 HOURS SERVICE 1/28/13 NNMC-19 4 HVAC

B2SLGF ENTIRE FLOOR IS TOO HOT, NNMC-19, AH-24 HOURS SERVICE 1/28/13 NNMC-19 4 HVAC

B2SLFY TOO HOT, NNMC-19, RM 3606, AH-24HOUR SERVICE 1/28/13 NNMC-19 4 HVAC
B2SLG7 TOO COLD, NNMC-19, RM 6139- AH- 24 HOUR SERVICE 1/28/13 NNMC-19 4 HVAC

B2T3YH
HOT CALL - HEMO/ONC CLINIC - PATIENT CARE AREA - 
MED TEMP ENDANGERED - BLDG 19, 3521

SERVICE 2/11/13 NNMC-19 1 HVAC

B2SY7X HOT CALL B-19 BASEMENT RM-B205 SERVICE 2/5/13 NNMC-19 1 HVAC
B2T96M COLD CALL, B-19, RM-1614 1ST FL. SERVICE 2/15/13 NNMC-19 1 HVAC
B2TVYN HOT CALL B-19 RM-2202 SERVICE 3/5/13 NNMC-19 1 HVAC
B2XX69 HOT CALL B-19 RM-1016 & 1014 SERVICE 4/19/13 NNMC-19 1 HVAC

B2Y5KV COLD CALL B-19 RM-2500 CHIEF OFFICE SERVICE 4/30/13 NNMC-19 1 HVAC

B2Y4MH HOT CALL B-19 RM-3531 SERVICE 4/29/13 NNMC-19 1 HVAC

B2Y5PP COLD CALL - 60 DEGREES - BLDG 19, RM 3222 SERVICE 4/30/13 NNMC-19 1 HVAC

B32697
COLD CALL - WAY TOO COLD - 62 DEGREES - BLDG 19, 
RM 3222

SERVICE 5/15/13 NNMC-19 1 HVAC

B326BT HOT CALL B-19 RM-2816 SERVICE 5/15/13 NNMC-19 1 HVAC
B4MRCZ COLD CALL - BLDG 19, RM 2751 SERVICE 5/20/13 NNMC-19 1 HVAC

B4MYRW
HOT CALL - DERMATOLOGY CLINIC - TOO HOT TO WORK - 
BLDG 19, RM 3010

SERVICE 5/28/13 NNMC-19 1 HVAC

B4MXVV COLD CALL - ADJUST TEMP - BLDG 19, RM 2149 SERVICE 5/24/13 NNMC-19 1 HVAC

B4MVZC HOT CALL - BLDG 19 - MRI - RM B040 (INSIDE B043) SERVICE 5/23/13 NNMC-19 1 HVAC

B4N4VF
HOT CALL - ADJUST TEMP - BEHIND RHEUMATOLOGY & 
DERMATOLOGY FRONT DESK - BLDG 19, RM 3206

SERVICE 5/29/13 NNMC-19 1 HVAC

B4NBBG COLD CALL B-19 RM-4148 SERVICE 5/31/13 NNMC-19 1 HVAC
B4NHLB HOT CALL - BLDG 19, RM B-328 SERVICE 6/3/13 NNMC-19 1 HVAC
B4NHY6 COLD CALL B-19 RM-4147 SERVICE 6/3/13 NNMC-19 1 HVAC
B4NWKS COLD CALL, B-19, RM-1218, LAB SERVICE 6/10/13 NNMC-19 1 HVAC
B4PM7L COLD CALL B-19 RM-B204 & B205 SERVICE 6/19/13 NNMC-19 1 HVAC
B4PNDP HEATING VALVE ACTUATOR B-19 RM-3532 SERVICE 6/20/13 NNMC-19 1 HVAC

B4VDZZ
CLOSE RELIEF DOORS FOR AIR HANDLERS 3A & 4A - 
BLDG 19, RM B335, MER

SERVICE 9/24/13 NNMC-19 1 HVAC

B4MVYM WATER VALVE STUCK B-19 RM-B0338 SERVICE 5/23/13 NNMC-19 1 HVAC

B4PMJV REPAIR VFD OF AHU-6 B-19 RM- MECHANICAL ROOM SERVICE 6/20/13 NNMC-19 1 HVAC

B4RMKC PATCH & PAINT B-19 RM-2157, 2007, 2011 SERVICE 7/25/13 NNMC-19 1 STRUCTURAL

B4RMVL PATCH & PAINT B-19 RM-5543 SERVICE 7/25/13 NNMC-19 1 STRUCTURAL

B4VBS4
NO GROUT IN BATHROOM, B-19, RM 1208 OUTPATIENT 
PHLEBOTOMY

SERVICE 9/19/13 NNMC-19 1 STRUCTURAL
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B2RYV3 PATCH N PAINT B-19 RM-4172 SERVICE 1/29/13 NNMC-19 1 STRUCTURAL

B2XZS5 PATCH N PAINT B-19 RM-2030 SERVICE 4/25/13 NNMC-19 1 STRUCTURAL

B2ZD4T PATCH & PAINT B-19 OUTSIDE WALL RM-4040 & 4045 SERVICE 5/14/13 NNMC-19 1 STRUCTURAL

B4NHKM PATCH & PAINT B-19 RM-2123 SERVICE 6/3/13 NNMC-19 1 STRUCTURAL

B4NWRD PATCH & PAINT B-19 RM-4191 SERVICE 6/10/13 NNMC-19 1 STRUCTURAL

B2T7BM BUILDING 19 ROOM # 6217 - REPAIR BROKEN WINDOW SERVICE 2/12/13 NNMC-19 2 STRUCTURAL

B4TYLP
HEAT RECOVERY VFD HAS NO POWER - BLDG 19, RM B-
209

SERVICE 9/12/13 NNMC-19 1 HVAC

B4SKHX FUME HOOD, B-19 ,RM 3615, HEMATOLOGY SERVICE 8/15/13 NNMC-19 1

B4SKYG
PNEUMATIC TUBE SYSTEM NOT WORKING, BLDG 19, 
PHARMACY

SERVICE 8/16/13 NNMC-19 1 CONVEYING

B4PVCY
PATCH & PAINT - 2ND COLUMN CRACKED AT BASE - 
TOUCH UP OTHER COLUMNS - BLDG 19, RM 1004

SERVICE 6/28/13 NNMC-19 1 FCA_PAINT

B4R9VX
LOOSE DOOR HANDLE - SEE FRONT DESK FOR LOCATION 
- BLDG 19, RM 3472

SERVICE 7/9/13 NNMC-19 1 LOCKS

B4PXFV PATCH & PAINT- BLDG 19, RM 4154 SERVICE 7/2/13 NNMC-19 1 FCA_PAINT

B4RG9D -AH POWER OUTAGE B-19 RM-NEUROLOGY SERVICE 7/12/13 NNMC-19 1

B4RDRX
RESTORE POWER TO OUTLET, BLDG 19, RM 1004, MATC 
DEPARTMENT

SERVICE 7/12/13 NNMC-19 1

B4RL3T
NO POWER TO ELECTRIC DOORS B-19 AMPUTEE CENTER 
B-303

SERVICE 7/22/13 NNMC-19 1 ELECTRICAL

B4RY3X
REPAIR FLOW METER ON POOL FILTER - BLDG 19, RM 
B339 (POOL PUMP ROOM BASEMENT)

SERVICE 8/2/13 NNMC-19 1 REPAIR

B4RVMX -AH COLD CALL B-19 RM-3221 SERVICE 7/31/13 NNMC-19 1
B4S76W CALL BELL SYSTEM ALARM B-19 RM-3002 & 3004 SERVICE 8/7/13 NNMC-19 1 ELECTRICAL

B4NZHY CLEAN AIR INTAKES, B-19, RM LIGHTWELL SERVICE 6/12/13 NNMC-19 1 HVAC

B4NZHT NO POWER B-19 RM-B030 SERVICE 6/12/13 NNMC-19 1

B4NZVT
ELCON - ELEVATOR STUCK B-19  NEXT TO RADIATION 
ONCOLOGY

SERVICE 6/13/13 NNMC-19 1 CONVEYING

B4PSYH
KEY BROKE OFF IN STEEL PULL DOWN WINDOW LOCK - 
BLDG 19, ONCOLOGY PHARMACY, RM 3521

SERVICE 6/26/13 NNMC-19 1 LOCKS

B4PT6G
TOILET SEAT BROKEN, B-19, RMS 2677, 2672, 2609, & 
2515

SERVICE 6/26/13 NNMC-19 1 PLUMBING

B4PV79 -AH AUTOMATIC DOOR MALFUNCTION B-19 RM-6308 SERVICE 6/27/13 NNMC-19 1

B4RDGY FLOOR TILES, B-19, RM-1459- ORTHETICS STOR ROOM SERVICE 7/11/13 NNMC-19 1 REPAIR

B4RDR6
DOOR HINGE SPRING NEEDED, B-19, RM-2103 
ORTHOPEDICS

SERVICE 7/12/13 NNMC-19 1 STRUCTURAL

B4RHTF REPAIR CHILLER 3 B-19 RM-B338 SERVICE 7/17/13 NNMC-19 1 HVAC

B4RJSP -AH KEYPAD NOT OPENING B-19 RM-3647 SERVICE 7/18/13 NNMC-19 1

B4RJDZ
DOOR LOCK MISSING SCREW - PATIENT RESTROOM - 
BLDG 19, RM 2677, 2404

SERVICE 7/18/13 NNMC-19 1 LOCKS
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B4RKZP PATCH AND PAINT, B19, RM 4404 SERVICE 7/22/13 NNMC-19 1 FCA_PAINT

B4RRGL NURSE CALL NOT WORKING - BLDG 19, RM 6012 SERVICE 7/26/13 NNMC-19 1 ELECTRICAL
B4RMPZ HOT CALL B-19 RM-4316 SERVICE 7/25/13 NNMC-19 1

B4RMRD
SINK FALLING OFF WALL - HEMOTOLOGY/ONCOLOGY - 
BLDG 19,

SERVICE 7/25/13 NNMC-19 1

B4RMY6 -AH COLD CALL B-19 RM-6000 SERVICE 7/24/13 NNMC-19 1

B4RVFB MISSING COVER TO FLOOR OUTLET - BLDG 19, RM 1440 SERVICE 7/31/13 NNMC-19 1 ELECTRICAL

B4RVDF PATCH AND PAINT, B19, RM-3441, GYN ONC SERVICE 7/31/13 NNMC-19 1 FCA_PAINT

B4RSXN
DOOR LATCH NOT CATCHING - CAN'T CLOSE DOOR - 
OCCUPATIONAL THERAPY - BLDG 19, RM 1433

SERVICE 7/30/13 NNMC-19 1 LOCKS

B4S4KH RESET HEAT RECOVERY CHILLER B-19 MECH ROOM SERVICE 8/5/13 NNMC-19 1 HVAC

B4SGCV
PUSH BAR ON DOUBLE DOOR JAMS - RADIOLOGY 
ONCOLOGY - BLDG 19, RM HALLWAY, OUTSIDE B0033

SERVICE 8/13/13 NNMC-19 1 LOCKS

B4SFPV
CONDENSATION LEAK SENSOR B-19 MECH RM AHU-7 & 
AHU-3

SERVICE 8/12/13 NNMC-19 1 HVAC

B4SKS9
PHYSICAL THERAPY RESTROOM HAS TWO CLOGGED 
TOILETS, RESTORE TO PROPER OPERATION - BLDG 19, 
RMS 1046, 1048 (INSIDE 1049A)

SERVICE 8/16/13 NNMC-19 1 PLUMBING

B4SSXS
TUBE SYSTEM DOWN - "SIGNED OFF" - BLDG 19, RM 
1200

SERVICE 8/27/13 NNMC-19 1 REPAIR

B4SVSF -AH POWER SUPPLY OUT B-19 B035 SERVICE 8/26/13 NNMC-19 1
B4SVHF Properly reinsulate chill water B-19 RM-B041 SERVICE 8/28/13 NNMC-19 1 HVAC
B4SXNS -AH HOT CALL B-19 RM-MECH ROOM SERVICE 8/30/13 NNMC-19 1
B4TP7W CLOGGED TOILET, BLDG 19, RM 3328 SERVICE 9/3/13 NNMC-19 1 PLUMBING
B4TSNJ HOT WATER HEATER LEAK - BLDG 19, RM B335 SERVICE 9/6/13 NNMC-19 1 PLUMBING
B4TT4B -AH SUMP PUMP IS ALARMING B-19 BASEMENT SERVICE 9/5/13 NNMC-19 1

B4TVTM BATHROOM WON'T LOCK - BLDG 19, RM 1459 SERVICE 9/9/13 NNMC-19 1 LOCKS

B4TXB3 PATCH AND PAINT, B-19. RM-4637 SERVICE 9/10/13 NNMC-19 1 FCA_PAINT

B4TYJW
PATCH & PAINT - HOLE IN WALL - BLDG 19, between 
office #4637 and #4639

SERVICE 9/11/13 NNMC-19 1 FCA_PAINT

B4TWF4 PATCH & PAINT, B-19, WILLIAM III SERVICE 9/10/13 NNMC-19 1 FCA_PAINT

B2PP5P
DOOR WON'T OPEN FROM INSIDE - STAIRWAY STA-3, 
BLDG 19, 1ST FLOOR

SERVICE 1/11/13 NNMC-19 3 STRUCTURAL

B2PRY2
Door Keep Jamming, B-19, RM-2521 hematology 
Oncology Pharmacy

SERVICE 1/16/13 NNMC-19 3 REPAIR

B2PSC4 DOOR HANDLE FELL OFF - BLDG 19, RM 2046 SERVICE 1/16/13 NNMC-19 2 STRUCTURAL

B2PSFP
LIGHT COVER HANGING FROM LIGHT FIXTURE - BLDG 
19, HALLWAY BY 5TH FLOOR ELEVATORS

SERVICE 1/16/13 NNMC-19 2 ELECTRICAL

B2PSHK Faucet wont turn off, B-19, RM-1012 SERVICE 1/17/13 NNMC-19 1 PLUMBING
B2PSLD COLD CALL, BLDG 19, RM 4147 SERVICE 1/17/13 NNMC-19 3 HVAC
B2R5RS CLOGGED TOILET B-19 RM-3413 SERVICE 1/22/13 NNMC-19 1
B2PY5M Patch & Paint, B-19, RMs-4154 & 4150 SERVICE 1/18/13 NNMC-19 3 FCA_PAINT
B2RPLY FILTERS B-19 MAIN MECH ROOM SERVICE 1/28/13 NNMC-19 1



J-1502000-05 Historical Service Orders FY13
DEFENSE HEALTH AGENCY

Page 131 of 242

Work 
Order

Description Work Type Location Priority Failure Class
Reported 

Date

B2S6WN
SHOWER HANDLE, SHOWER HEAD, WATER PRESSURE, 
TOILET SEAT MENS LOCKEROOM B-19 #1128

SERVICE 1/30/13 NNMC-19 1 PLUMBING

B2SCGX INSTALL BOX COVERS B-19 RM- 144, 150, 152 SERVICE 1/30/13 NNMC-19 1 STRUCTURAL
B2SLH3 REPLACE PLENUM FILTERS, NNMC-19- AH 2 HOURS SERVICE 1/31/13 NNMC-19 4 HVAC

B2SLH4
FAUCET HANDLES LOOSE AND VIBRATING. REPAIR, 
NNMC-19RMS 6410 &,AH-24 HOURS

SERVICE 1/28/13 NNMC-19 4 PLUMBING

B2SLGJ
FAUCETS MAKING A STRANGE NOISE, NNMC-19,RM 
6119 &,AH-24 HOURS

SERVICE 1/28/13 NNMC-19 4 PLUMBING

B2SY4T
TOO COLD IN THE ENTIRE RADIATION ONCOLOGY 
DEPARTMENT, NNMC-19, AH

SERVICE 2/4/13 NNMC-19 1 HVAC

B2SYPB SELF HELP - MOUNT PHONE B-19 RM-4119 SERVICE 2/6/13 NNMC-19 1
B2SYX3 SELF HELP - COAT HOOKS HUNG B-19 RM-6211 SERVICE 2/7/13 NNMC-19 1 LABOR

B2SYXK
HANDYMAN- MOUNT EXCERCISE RAIL, REMOVE WALL 
RAIL B-19 RM-1036

SERVICE 2/7/13 NNMC-19 1 LABOR

B2SY8K SELF HELP - SOAP DISPENSER MOUNTED B-19 RM-1119 SERVICE 2/6/13 NNMC-19 1 LABOR

B2SYBG SELF HELP - INSTALL COAT HOOKS B-19 RM-6211 SERVICE 2/6/13 NNMC-19 1 LABOR

B2SYK2 SELF HELP - MOUNT FIRE EXTINGUISHER B-19 RM-3317 SERVICE 2/6/13 NNMC-19 1

B2SYKD SELF HELP - INSTALL SHARPS CONTAINER B-19 RM-4129 SERVICE 2/6/13 NNMC-19 1 LABOR

B2T7L9 SELF HELP - MOUNT BULLETIN BOARDS B-19 RM-B128 SERVICE 2/13/13 NNMC-19 1 LABOR

B2T7N7
SELF HELP - MOUNT DROP BOXES B-19 RM-4017, 4019, 
4021, 4023 & 4027

SERVICE 2/13/13 NNMC-19 1 LABOR

B2T8Z8 NO POWER TO OUTLET - TV - BLDG 19, RM 4006 SERVICE 2/15/13 NNMC-19 1 ELECTRICAL

B2TDSZ
SELF HELP-CORK BOARD, B-19, RM-3540 HEMATOLOGY 
ONCOLOGY

SERVICE 2/19/13 NNMC-19 1 LABOR

B2TGNB ELEVATOR LIGHT OUT - ELEVATOR 1, BLDG 19 SERVICE 2/21/13 NNMC-19 1 ELECTRICAL

B2TJYZ
PAINT/ CEILING TILE/ OUTLET COVER, B-19, 4TH FLOOR 
ALLERGY CLINIC

SERVICE 2/26/13 NNMC-19 1 PLUMBING

B2TKXT LEAK B-19 BASEMENT RM-RADIATION ONCOLOGY SERVICE 2/28/13 NNMC-19 1

B2TYYC
CEILING TILE REPLACED, B-19, 4TH FL, RM-4136 
ALLERGY CLINIC

SERVICE 3/7/13 NNMC-19 1 PLUMBING

B2W5LH Lock- Audiology SERVICE 3/28/13 NNMC-19 4 LOCKS

B2W7P9 CEILING TILES REPLACE B-19 RM-4201 & 4105 SERVICE 4/2/13 NNMC-19 1 REPAIR

B2WB24 SELF HELP - NEEDS BOARD HUNG UP B-19 RM-4364 SERVICE 4/2/13 NNMC-19 1

B2WMFX
SELF HELP - INSTALL WALL EXERCISE RACKS B-19 RM-
1017

SERVICE 4/8/13 NNMC-19 1 LABOR

B2XSNV
RESET COMPRESSORS B-19 HEAT RECOVERY CHILLER 
#1A

SERVICE 4/15/13 NNMC-19 1 HVAC

B2XST8 TOILET INOP B-19 RM-3627 SERVICE 4/15/13 NNMC-19 1

B2XVFV EYEWASH STATION B-19 RM-1501 SERVICE 4/16/13 NNMC-19 1 PLUMBING

B2XVFT OUTLET B-19 RM-1508 INSIDE 1501 SERVICE 4/16/13 NNMC-19 1 ELECTRICAL

B2XW2F PATCH & PAINT - BLDG 19, RMS 6012, 6014, 6053 SERVICE 4/17/13 NNMC-19 1 FCA_PAINT
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B2XVM2 AH-TOO HOT ON BACK HALL OF FLOOR.-NNMC-19- SERVICE 4/15/13 NNMC-19 HVAC

B2XVPL
PHARMACY PULL DOWN WINDOW GATE WON'T 
OPEN/CLOSE

SERVICE 4/17/13 NNMC-19 1 REPAIR

B2XWLB PATCH & PAINT - BLDG 19,  OUTSIDE 6406 SERVICE 4/18/13 NNMC-19 1 FCA_PAINT

B2XX6G HEAT RECOVERY PUMP LEAK B-19 RM-B335 SERVICE 4/19/13 NNMC-19 1
B2XYW5 COLD CALL, B-19, RM-4148- ALLERGY SERVICE 4/23/13 NNMC-19 1 HVAC

B2XZSW AHU-6 OUT OF SERVICE- B-19, RM-101 MECH ROOM SERVICE 4/25/13 NNMC-19 1 HVAC

B2Y2C6 RUNNING WATER / CLOGGED TOILET - BLDG 19 SERVICE 4/26/13 NNMC-19 1 PLUMBING

B2Y29V COLD CALL B-19, RM-2716- INTERNAL MEDICINE SERVICE 4/26/13 NNMC-19 1 HVAC

B2Y6BN
AH-SINK IN STAFF LOUNGE IS MAKING LOUD NOISE-
NNMC-192ND FLOOR 2674-

SERVICE 4/25/13 NNMC-19 1 PLUMBING

B2Y5ZF PATCH & PAINT - BLDG 19, RM 2234 SERVICE 4/30/13 NNMC-19 1 FCA_PAINT

B2Y5GN
CEILING TILE REPLACED / PAINT - B-19, RM-4201- 
IMMUNIZATION

SERVICE 4/29/13 NNMC-19 1 FCA_PAINT

B2Y5MW
AH-SINK IN STAFF LOUNGE IS MAKING LOUD NOISE-B-
192ND FLOOR 2674-

SERVICE 4/25/13 NNMC-19 1 PLUMBING

B2Y5XZ SELFHELP - REQUEST TO MOVE MOUNTS B-19 RM-BAY 8 SERVICE 4/30/13 NNMC-19 1 LABOR

B2Y5B2
OUTLET NOT WORKING, B-19, 2ND FL. RM- 2500 
INTERNAL MEDICINE

SERVICE 4/29/13 NNMC-19 1

B2Y5WZ
PATCH & PAINT - BLDG 19, THROUGHOUT ORTHOTICS & 
PROSTHETICS

SERVICE 4/30/13 NNMC-19 1 FCA_PAINT

B2YB49
OUTLET NOT WORKING, B-19, NEAR ROOM 5537- 
AUDIOLOGY CLINIC

SERVICE 5/6/13 NNMC-19 1 ELECTRICAL

B2YR49 FAUCET HANDLE- B-19, RM-3368- BREAST CLINIC SERVICE 5/8/13 NNMC-19 1 PLUMBING

B2YRXC FACUET HANDLE, B-19, RM-3502- HEMATOLOGY SERVICE 5/9/13 NNMC-19 1

B2YR7F
WALL BASE COMING OFF, B-19, BASEMENT NEAR ROOM 
B-112

SERVICE 5/8/13 NNMC-19 1 REPAIR

B2Z9NR Plenum Filters Bldg. 19 Mechanical Room SERVICE 5/10/13 NNMC-19 1 HVAC

B2ZD8Z SINK LEAK B-19 RM-1008 MENS ROOM SERVICE 5/14/13 NNMC-19 1

B2ZCTM
PRONG STUCK IN OUTLET B-19 RM-OUTPATIENT 
PHYSICAL THERAPY INSIDE GYM

SERVICE 5/13/13 NNMC-19 1 ELECTRICAL

B2ZCZR COLD CALL, B-19, RM-6439- PSYCHIATRY SERVICE 5/14/13 NNMC-19 1 HVAC

B327CJ OUTLET COVERS B-19 RM-GYM AREA 1ST FLOOR SERVICE 5/17/13 NNMC-19 1 ELECTRICAL

B4MRBK PATCH & PAINT - BLDG 19, RM 4173 SERVICE 5/20/13 NNMC-19 1 FCA_PAINT

B4MRD4 COLD CALL, B-19, RM-2753- INTERNAL MEDICINE SERVICE 5/20/13 NNMC-19 1 HVAC

B4MRP4
DOOR LATCH NOT WORKING, B-19, BASEMENT, RM-111 
LADIES ROOM, RADIATION ONCOLOGY

SERVICE 5/21/13 NNMC-19 1 REPAIR

B4MV77
PATCH & PAINT - BLDG 19, 
RMS1412,1414,1416,1604,1606,1608,1610,1612, 1610-
1608 hallway, 1450 Hallway

SERVICE 5/21/13 NNMC-19 2
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B4N64G
LOCK CORE FELL OUT OF DOOR HANDLE - BLDG 19, 
STAIRWELL 4, 1470

SERVICE 5/29/13 NNMC-19 1 LOCKS

B4N7P4 PATCH AND PAINT, BLDG 19 4th FL. RM-4175 SERVICE 5/30/13 NNMC-19 1 FCA_PAINT

B4N9V4 COLD CALL, B-19, FRONT DESK, DERMATOLOGY CLINIC SERVICE 5/31/13 NNMC-19 1 HVAC

B4NHTH -AH LOUD NOISE B-19 RM-3166 SERVICE 5/30/13 NNMC-19 1

B4NX3C
CEILING LEAK - PUDDLING - BLDG 19, HALLWAY 
BETWEEN RM-4116 & 4114

SERVICE 6/11/13 NNMC-19 1 PLUMBING

B4PHRC
DOOR HINGE BROKEN / INTER LOCK NOT WORKING, B-
19, 3RD FL.RM-3521- HEM/ONC PHARMACY

SERVICE 6/18/13 NNMC-19 1

B4NL7M PATCH & PAINT - ORTHOPEDICS - BLDG 19, RM 2132 SERVICE 6/4/13 NNMC-19 1 FCA_PAINT

B4NKWX
CLOGGED  TOILET, B-19, 1ST FL. RM-1309- UNISEX 
BATHROOM

SERVICE 6/4/13 NNMC-19 1 PLUMBING

B4NKZ7 COLD CALL, B-19, RM-5131- ENDOCRINOLOGY SERVICE 6/4/13 NNMC-19 1 HVAC

B2XSZ9 CEILING TILES B-2 MAINSTREET CAFE RM-1202 & 1204 SERVICE 4/15/13 NNMC-2 1 STRUCTURAL

B4PB79
DOOR (latching hardware missing) - BLDG 2, MULTIPLE 
ROOMS

SERVICE 6/14/13 NNMC-2 1 STRUCTURAL

B4RJ9R REPAIR DOOR CLOSURE B-2 RM-1192A SERVICE 7/18/13 NNMC-2 1 STRUCTURAL

B4V4CG
DOOR NOT LATCHING, B-9, 1ST FL. RM-1596 
NEPHROLOGY

SERVICE 9/17/13 NNMC-2 1 STRUCTURAL

B4V43C
LOOSE DOOR - ABOUT TO FALL OFF - EXEC MEDICINE - 
MENS RESTROOM - BLDG 2, RM 1484

SERVICE 9/17/13 NNMC-2 1 STRUCTURAL

B2TDJY
CYPHER LOCK, B-2, RM-B-30 CUSTODIAL CONTRACTOR 
STORE ROOM

SERVICE 2/19/13 NNMC-2 1 LOCKS

B2XYLX
DOOR NOT WORKING PROPERLY, B-2, MAIN STREET 
CAFE

SERVICE 4/22/13 NNMC-2 1 STRUCTURAL

B2YD9Y
BROKEN PANIC BAR HARDWARE CAPS - BLDG 2, RM 
3132

SERVICE 5/7/13 NNMC-2 1 STRUCTURAL

B4PB9N REPAIR FLOOR DRAINS B-2 RM-2305 & 2303 SERVICE 6/14/13 NNMC-2 1 PLUMBING

B4SVNP
EXHAUST FAN NOT WORKING, B2, MAIN STREET CAFE 
KITCHEN

SERVICE 8/29/13 NNMC-2 1 HVAC

B4PB9C REPAIR RETURN AIR FAN B-2 RM-2664 SERVICE 6/14/13 NNMC-2 1 HVAC

B4PB9F REPAIR FANS B-2 RM-2604 & 2153 SERVICE 6/14/13 NNMC-2 1 HVAC

B4SPFZ EXHAUST FAN, B-2, RM-6136 SERVICE 8/23/13 NNMC-2 1 HVAC

B4PXCB OUTLET NOT WORKING, B-2, MAINSTREET KITCHEN SERVICE 7/2/13 NNMC-2 1 ELECTRICAL

B4RVJP LIGHTS OUT, B-2, RM-2648, 2ND FL. SERVICE 8/1/13 NNMC-2 1 ELECTRICAL

B4SKBY LIGHT OUT, B-2, RM-1202, BATHROOM SERVICE 8/15/13 NNMC-2 1 ELECTRICAL

B4TSCP
AH-NNMC-2, 2423, FEMALE LOCKER ROOM SINK 
FAUCET IS BROKEN. WATER SPRAYING

SERVICE 9/4/13 NNMC-2 1 PLUMBING

B4TTGC TOILET CLOGGED B-2 RM-1775 SERVICE 9/6/13 NNMC-2 1 PLUMBING
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B4R94W AH-LEAK FROM CEILING- NNMC-2, MAIN STREET, SERVICE 7/8/13 NNMC-2 1 PLUMBING

B4PRYT
TOILET AND 2 URINALS INOPERABLE B-2 RM-1412 
MAINSTREET

SERVICE 6/25/13 NNMC-2 1 PLUMBING

B4R6NS BKLG-LIGHTS OUT, B-2, RM-2332- DENTAL SERVICE 7/8/13 NNMC-2 1 ELECTRICAL

B4R6NV
NO HOT WATER, B-2, RM-2423- DENTIAL FEMALE 
LOCKER ROOM

SERVICE 7/8/13 NNMC-2 1 PLUMBING

B4RCVT LIGHTS OUT, B-2,  MAIN STREET CAFE SERVICE 7/10/13 NNMC-2 1 ELECTRICAL

B4S6RR TOILET CLOGGED, B-2, 3RD FL. RM-3228 SERVICE 8/7/13 NNMC-2 1 PLUMBING
B4SFX6 CLOGGED TOILETS B-2 RM-1412 MAINSTREET SERVICE 8/12/13 NNMC-2 1 PLUMBING
B4VBRW CLOGGED TOILET, B-2, RM-2507 SERVICE 9/19/13 NNMC-2 1 PLUMBING

B4VFRN
THREE FAUCET LEAKS, B-2 MALE REST ROOM RM-2305 
NEAR DENATL READINESS

SERVICE 9/25/13 NNMC-2 1 PLUMBING

B2RLPG RUNNING WATER - BLDG 2, RM 1412 SERVICE 1/24/13 NNMC-2 2 PLUMBING
B2XVX8 FAUCET RUNNING B-2 RM-2324 SERVICE 4/17/13 NNMC-2 1 PLUMBING
B2ZCNH URINAL STUCK B-2 MAINSTREET RM-1412 SERVICE 5/13/13 NNMC-2 1 PLUMBING
B4MVLR CLOGGED TOILET B-2 MAINSTREET LADIES ROOM SERVICE 5/22/13 NNMC-2 1 PLUMBING
B4NB34 TOILET RUNNING B-2 RM-FEMALE RESTROOM SERVICE 5/31/13 NNMC-2 1 PLUMBING

B4TSRC
CHANGE EYEWASH STATION ACTIVATOR FROM 
SQUEEZE TO PUSH - BLDG 2, RM 2336

SERVICE 9/6/13 NNMC-2 1 PLUMBING

B2Z9R4 NO HOT WATER IN MAINSTREET GALLEY, BLDG 2 SERVICE 5/10/13 NNMC-2 1 PLUMBING

B4SLCY
LIGHTS OUT - MAINSTREET CAFE - EMPLOYEES MENS 
ROOM - BLDG 2, RM 1202 - AND OVER COOKING LINE

SERVICE 8/19/13 NNMC-2 1 ELECTRICAL

B4VFZH BURNT OUT LIGHTS B-2 MEMORIAL AUDITORIUM SERVICE 9/25/13 NNMC-2 1 ELECTRICAL

B4PR9Z LIGHTS OUT - BLDG 2; RM 1403A SERVICE 6/24/13 NNMC-2 1 ELECTRICAL

B4PRZ3 LIGHT OUT B-2 RM-1412 MAINSTREET CAFE SERVICE 6/25/13 NNMC-2 1 ELECTRICAL

B4RLXC LIGHTS OUT B-2 RM-2332 DENTAL CLINIC SERVICE 7/24/13 NNMC-2 1 ELECTRICAL

B4SVH3 LIGHT OUT B-2 RM-1410 SERVICE 8/28/13 NNMC-2 1 ELECTRICAL

B4TWD9 LIGHT COVER CRACKED B-2 RM-1432 SERVICE 9/10/13 NNMC-2 1 ELECTRICAL

B2WVJS Restore lights in the Memorial Auditorium building 2 SERVICE 4/9/13 NNMC-2 1 ELECTRICAL

B2Y5DH LIGHTS OUT B-2 RM-1448 SERVICE 4/29/13 NNMC-2 1 ELECTRICAL

B2ZH68
Reception area has 3 light bulbs that are burned-out - 
BLDG 2; RM 1403A

SERVICE 5/14/13 NNMC-2 1 ELECTRICAL

B3277B
Restore proper operation to the lights in MER B-22 in 
the basement of Bldg 2

SERVICE 5/16/13 NNMC-2 1 ELECTRICAL

B4NBBV BLACK OUT BLDG 2 - DUNKIN DONUTS / SUBWAY SERVICE 5/31/13 NNMC-2 1 ELECTRICAL

B4PFC9
6 LIGHTS OUT - MEMORIAL AUDITORIUM - 
GRADUATION ON 6/21 - CAN'T FILM WITHOUT LIGHTS - 
BLDG 2, 3RD FLOOR

SERVICE 6/17/13 NNMC-2 1 ELECTRICAL

B2XVJY
DUCT AND INSULATION DAMAGE B-2 RM-B-06, B-05, B-
24, B-23

SERVICE 4/16/13 NNMC-2 1 HVAC

B327C8 2 OUTLETS NOT WORKING - BLDG 2, RM 2402 SERVICE 5/17/13 NNMC-2 1 ELECTRICAL
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B4PNTX
Restore proper operation to pump PMI 6233 located in 
MER B-22 - BLDG 2

SERVICE 6/21/13 NNMC-2 1 HVAC

B2XWBH HOT WATER RETURN PUMP B-2 RM-B22 SERVICE 4/18/13 NNMC-2 1 PLUMBING

B4SPLK COLD CALL - TOO COLD - BLDG 2, RM-2189 SERVICE 8/23/13 NNMC-2 1 HVAC

B4MX9R
Vision Center of Excellence (VCE) has 13 light bulbs that 
are burned out - BLDG 2; 1st Floor; Suite 1403-A

SERVICE 5/23/13 NNMC-2 1 ELECTRICAL

B4TSFB HOT CALL - TOO HOT IN BARBER SHOP - BLDG 2 SERVICE 9/5/13 NNMC-2 1 HVAC

B4TSJZ
HOT CALL - TOO HOT IN VISION CENTER - BLDG 2, RM 
1403A

SERVICE 9/5/13 NNMC-2 1 HVAC

B4SB4S
NO AC - HEALTH READINESS & PRIMARY CARE 
DENTISTRY- BLDG 2, RM 2403, 2220

SERVICE 8/9/13 NNMC-2 1 HVAC

B4P6YK
AH-TEMPERATURE TOO HIGH-NNMC-2- MAINSTREET 
DUNCAN DONUTS

SERVICE 6/12/13 NNMC-2 1 HVAC

B4V3WG COLD CALL - TOO COLD - BLDG 2, RM 1427 SERVICE 9/17/13 NNMC-2 1 HVAC

B2P6FY
COLD CALL - DENTAL READINESS CLINIC IS TOO COLD, 
NEEDS TEMPERATURE ADJUSTED,NNMC-2

SERVICE 1/2/13 NNMC-2 3 HVAC

B2T9B4
HOT CALL - VENT BLOWING HOT AIR - DENTAL LAB - 
BLDG 2, 2322

SERVICE 2/15/13 NNMC-2 1 HVAC

B2VF28 AH-HOT CALL, TO HOT, NNMC-2,RM-B37 SERVICE 3/14/13 NNMC-2 1 HVAC

B2Y5NX COLD CALL B-2 RM-1427 NAVY FEDERAL CREDIT UNION SERVICE 4/30/13 NNMC-2 1 HVAC

B327FK COLD CALL B-2 RM-1427 NAVY FEDERAL CREDIT UNION SERVICE 5/17/13 NNMC-2 1 HVAC

B4NHW6 HOT CALL - BLDG 2, DUNCAN DONUTS & SUBWAY SERVICE 6/3/13 NNMC-2 1 HVAC

B4PG36
HOT CALL - TOO HOT - CORPSMEN CELEBRATION - 
MEMORIAL AUDITORIUM BLDG 2, 3RD FLOOR

SERVICE 6/17/13 NNMC-2 1 HVAC

B4PHXH HOT CALL B-2 MEMORIAL AUDITORIUM SERVICE 6/19/13 NNMC-2 1 HVAC

B2VHNV SUPPLY VENT B-2 RM-4011 SERVICE 3/25/13 NNMC-2 1 HVAC

B4NLF4 PATCH & PAINT & REPLACE TILE B-2 RM-3262 SERVICE 6/5/13 NNMC-2 1 STRUCTURAL

B4SKV4 HEAT LAMP NOT WORKING, BLDG 2, MAINSTREET CAFE SERVICE 8/16/13 NNMC-2 1

B4RDTF
CLOGGED TOILET, BLDG 2, RM 1775, OPTOMERY 
LOCKER ROOM

SERVICE 7/12/13 NNMC-2 1 PLUMBING

B4PB9K REPAIR EXHAUST FANS B-2 RM-2305 & 2303 SERVICE 6/14/13 NNMC-2 1

B4P9RC Repair deadbolt lock on door 2304B in B-2 SERVICE 6/13/13 NNMC-2 1 REPAIR

B4PTFP HOT CALL B-2 RM-1879 SERVICE 6/27/13 NNMC-2 1 HVAC

B4RGJD REPLACE CEILING TILES - BLDG 2, NFCU, RM 1427 SERVICE 7/16/13 NNMC-2 1

B4RGR7
BROKEN KEY IN LOCK - BLDG 2, MAINSTREET CAFE, 
ADJACENT TO ELEVATOR ROOM

SERVICE 7/16/13 NNMC-2 1 LOCKS

B4RRKL
HK-BROKEN TOILET SEATS, Building #2, Men's Room 
#3225

SERVICE 7/26/13 NNMC-2 1

B4VFFG REPAIR SEATS B-2 MEMORIAL AUDITORIUM SERVICE 9/24/13 NNMC-2 1 STRUCTURAL

B2NXR5
No Power, B-2, RM-2660 Thru 2663 Primary Dental 2nd 
Floor

SERVICE 1/4/13 NNMC-2 3 ELECTRICAL
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B2RBK5 EXIT SIGN B-2 RM-1192A SERVICE 1/23/13 NNMC-2 1
B2SRBS Main Street Café, Building #2, 1rst floor: SERVICE 2/1/13 NNMC-2 1 PLUMBING
B2SPYB OUTLET NOT WORKING, B-2, RM-3274 3RD FLOOR SERVICE 2/1/13 NNMC-2 1 ELECTRICAL
B2SY4P HOOD VENTILATION SYSTEM NOT WORKING SERVICE 2/4/13 NNMC-2 1 HVAC

B2SY6G
LOSS OF POWER BLDG 2 RM 3274, -NNMC-2,RM-3274-
AH

SERVICE 2/1/13 NNMC-2 1 ELECTRICAL

B2TRGT DOOR OFF HINGES, B-2, RM-2313, DENTAL READNESS SERVICE 3/1/13 NNMC-2 1 REPAIR

B2TR3M AH-LEAK FROM UNKNOWN SOURCE, NNMC-2, ST CAFE SERVICE 2/27/13 NNMC-2 1 PLUMBING

B2VGSY Locks- Facilities SERVICE 3/21/13 NNMC-2 3 LOCKS

B2XVZD AH-HOT NETWORK CLOSET-NNMC-2, RM 2616 SERVICE 4/16/13 NNMC-2 1 HVAC

B2XVJZ REPAIR STAIRWELL 2-C-B BLDG 2 SERVICE 4/16/13 NNMC-2 1 STRUCTURAL

B2XY3M -AH HOT CLOSET B-2- RM 2616 SERVICE 4/17/13 NNMC-2 1 HVAC

B2XZYJ NO HOT WATER, B-2, MAIN STREET CAFE SERVICE 4/25/13 NNMC-2 1 PLUMBING

B2Y2NG MOP SINK CLOGGED, B-2, RM-1203 MAINSTREET CAFE SERVICE 4/26/13 NNMC-2 1 PLUMBING

B2Y7YB AH-HOT NETWORK CLOSET-NNMC-2-RM-2616 SERVICE 4/30/13 NNMC-2 1 HVAC

B2YTHR CLOGGED TOILETS B-2 MAINSTREET MENS ROOM SERVICE 5/9/13 NNMC-2 1

B2YYSC Repair AHO-002-004-3 in Bldg. 2 MER 4014 SERVICE 5/9/13 NNMC-2 1 HVAC

B2YRV3 RELIEF SAFETY VALVE B-2 RM- B-22 SERVICE 5/9/13 NNMC-2 1 REPAIR

B2YR7M
CHILL WATER VALVE & HEATING VALVE B-2 4TH FLOOR 
MECH ROOM

SERVICE 5/8/13 NNMC-2 1 HVAC

B2ZD87 2 BALLASTS GONE BAD - BLDG 2 - MAINSTREET CAFE SERVICE 5/14/13 NNMC-2 1

B2ZCVW
AH-KETCHEN EXHUST FAN NOT WORKING PROPERLY- 
NNMC-2- RM-1194

SERVICE 5/9/13 NNMC-2 1 HVAC

B2ZD2W LIGHTS OUT, B-2, RM-B22 MECH ROOM SERVICE 5/14/13 NNMC-2 1 ELECTRICAL

B4MR3G HOT CALL, B-2, RM-2715, UROLOGY SERVICE 5/20/13 NNMC-2 1 HVAC

B4MWJJ
REPAIR/REPLACE SEAT - RIGHT SIDE - BLDG 2, 3RD 
FLOOR AUDITORIUM

SERVICE 5/23/13 NNMC-2 1 REPAIR

B4NR3K
DOORS / BASEBOARD TRIM / FAUCETS / SINK - BLDG 
241 - MULTIPLE ROOMS

SERVICE 6/7/13 NNMC-241 1 STRUCTURAL

B4NX6N AH-DOORS/BASEBOARD TRIM- NNMC-241-10,011,012 SERVICE 6/7/13 NNMC-241 1 STRUCTURAL

B4TYJB REPAIR FAUCET B-241 RM-031 SERVICE 9/11/13 NNMC-241 1 PLUMBING

B4MWPX BROKEN EXTERIOR FAUCET - BLDG 241, NEAR AC UNIT SERVICE 5/23/13 NNMC-241 1 PLUMBING

B4SNTG LIGHTS OUT, B-241, RM-007 SERVICE 8/22/13 NNMC-241 1 ELECTRICAL

B4TZ73 SHOWERHEAD HOLDER BROKEN B-241 RM-013 SERVICE 9/12/13 NNMC-241 1 PLUMBING

B4MYXR FAUCET BROKEN B-241 RM-014 HOUSEKEEPING CLOSET SERVICE 5/28/13 NNMC-241 1 PLUMBING
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B4MRKD HOT CALL, B-241, BLOOD BANK SERVICE 5/20/13 NNMC-241 1 HVAC
B4RCCB COLD CALL - WAY TOO COLD - BLDG 241, RM 030 SERVICE 7/9/13 NNMC-241 1 HVAC

B4NZY4 AH-NO A/C IN THE LABS, NNMC-241-ROOMS 19 + 20 SERVICE 6/11/13 NNMC-241 1 HVAC

B4VB7B
COLD CALL - TOO COLD - 61 DEGREES - BLDG 241 - 
WHOLE BLDG

SERVICE 9/18/13 NNMC-241 1 HVAC

B2P6DL HOT CALL B-241 SERVICE 1/9/13 NNMC-241 1 HVAC
B2Y69P HOT CALL - BLDG 241, RM 19, BUT MOST OF BLDG SERVICE 5/1/13 NNMC-241 1 HVAC
B2Y5YR HOT CALL - B-241- BLOOD BANK SERVICE 4/30/13 NNMC-241 1 HVAC
B2ZBBH HOT CALL - NO AC - BLOOD BANK - BLDG 241 SERVICE 5/10/13 NNMC-241 1 HVAC

B4TYJJ
DAMAGED CEILING TILES B-241 RM-ACROSS 197 
HALLWAY

SERVICE 9/11/13 NNMC-241 1 STRUCTURAL

B4TYJG PATCH & PAINT B-241 RM-014 SERVICE 9/11/13 NNMC-241 1 STRUCTURAL

B2XZCV -AH HOT CALL B-241 RM-11 SERVICE 4/23/13 NNMC-241 1

B2Y2B3 AH-DONOR CENTER TOO HOT-NNMC-241-ROOM-11- SERVICE 4/23/13 NNMC-241 1 HVAC

B2Y59N COLD CALL - B-241- BLOOD BANK SERVICE 4/29/13 NNMC-241 1 HVAC

B4RHHF CARPET TILE COMING OFF B-3 RM-2036 SERVICE 7/17/13 NNMC-3 1 STRUCTURAL

B4MVJ9 THERMOSTAT BROKEN - BLDG 3, RM 1044 (INSIDE 1051) SERVICE 5/22/13 NNMC-3 1 HVAC

B4RGCY DOOR NOT LATCHING B-3 RM-2049 SERVICE 7/15/13 NNMC-3 1 STRUCTURAL

B4NXJM
Reinstall panel cover / Supply Fan found Off / Supply air 
Fan Drive - BLDG 3/5

SERVICE 6/12/13 NNMC-3 1 HVAC

B4MXTK Replace the 10" x 20" x 1" air filter - NNMC-3/5, SERVICE 5/24/13 NNMC-3 1 HVAC

B4VFTG URINAL NOT DRAINING - BAGGED - BLDG 3, RM 2038 SERVICE 9/25/13 NNMC-3 1 PLUMBING

B4RT3R
CLOGGED TOILET - 1ST FLOOR, BLDG 3, FEMALE 
RESTROOM NEAR MEDICAL RECORDS

SERVICE 7/30/13 NNMC-3 1 PLUMBING

B4TYWP -AH LIGHTS OUT B-3 RM-4051 SERVICE 9/11/13 NNMC-3 1 ELECTRICAL

B4R6W6
LIGHTS OUT IN AREA B-3 4TH FLOOR RM-CONTROL 
ROOM 4063

SERVICE 7/8/13 NNMC-3 1 ELECTRICAL

B4RGHL
OVERHEAD LIGHT STAYS ON ONLY FOR A MINUTE - 
BLDG 3, RM 1042

SERVICE 7/16/13 NNMC-3 1 ELECTRICAL

B4RKW7 CHECK CHILL WATER ACTUATOR B-3 AHU-003 SERVICE 7/22/13 NNMC-3 1 HVAC

B4NZLB HOT CALL B-3 RM-2035 SERVICE 6/12/13 NNMC-3 1 HVAC
B4NZTL HOT CALL, B-3, RM-3053- EDUCATION SERVICE 6/13/13 NNMC-3 1 HVAC
B4PPWP HOT CALL, B-3, RM-1051 SERVICE 6/24/13 NNMC-3 1 HVAC

B4TX73 HOT CALL - B-3 RM-1051 CORRESPONDENCE OFFICE SERVICE 9/10/13 NNMC-3 1 HVAC

B3272T HOT CALL B-3/5 RM-3020, 3019, 3018 & 3013 SERVICE 5/16/13 NNMC-3 1 HVAC

B4NKS6 HOT CALL - BLDG 3, RM 2036 SERVICE 6/4/13 NNMC-3 1 HVAC

B4RS7F WINDOW OFF TRACK B-3 RM-1042 SERVICE 7/29/13 NNMC-3 1 STRUCTURAL

B4TRPC
AH-NNMC-3, 4602,"SOAKED CEILING TILES B-3/5 RM-
4602

SERVICE 9/4/13 NNMC-3 1
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B4SVNB PAINT MARK ON WALL, B-3, RM-4078 SERVICE 8/29/13 NNMC-3 1 FCA_PAINT

B2PPYD
Failed voltage/power output from the Zenith Automatic 
Transfer in Bldg 3/5.

SERVICE 1/14/13 NNMC-3 2 ELECTRICAL

B4MRRG LIGHTS OUT, B-3, RM-1042 OUTPATIENT RECORDS SERVICE 5/21/13 NNMC-3 1 ELECTRICAL

B4MYRP
Replace ceiling tile, Bldg 4-6, 1st floor ceiling near door 
1362B

SERVICE 5/28/13 NNMC-4 1 STRUCTURAL

B4RY6H BROKEN DOOR CLOSURE, BLDG 4, RM 1C01 SERVICE 8/2/13 NNMC-4 1 STRUCTURAL

B4NPHM
Change filter in the split system - MER, BLDG 4, RM 
1351A

SERVICE 6/6/13 NNMC-4 1 HVAC

B4MRVS
CLOGGED WATER FOUNTAIN, B-4, NEAR ROOM 4177 & 
3RD FLOOR

SERVICE 5/21/13 NNMC-4 1 PLUMBING

B2XZDK TOILET CONSTANTLY OVERFLOWING - BLDG 4, RM 4185 SERVICE 4/24/13 NNMC-4 1 PLUMBING

B4PTKD LIGHTS OUT B-4 RM-4196 SERVICE 6/27/13 NNMC-4 1 ELECTRICAL

B4NWYK LIGHT OUT B-4 RM-4185 RIGHT BY DOOR SERVICE 6/11/13 NNMC-4 1 ELECTRICAL

B2SS5N COUPLING LEAKING, B-4 - RM1356B-STAIRWELL SERVICE 2/1/13 NNMC-4 1 PLUMBING

B4MWKH HOT CALL - REPROGRAPHICS - BLDG 4, RM 3198, 3199 SERVICE 5/23/13 NNMC-4 1 HVAC

B4RFY4 PATCH & PAINT, B-4, RM-4193 SERVICE 7/15/13 NNMC-4 1 FCA_PAINT

B4TXWC EXIT SIGN BROKEN B-4 RM-1351 & 1357 SERVICE 9/11/13 NNMC-4 1 STRUCTURAL

B2XYXM
PATCH N PAINT & HANDRAIL FALLING OFF B-4 NEXT TO 
RM-1357

SERVICE 4/23/13 NNMC-4 1 STRUCTURAL

B2Y977 -AH DOOR B-4 RM-4065 SERVICE 5/2/13 NNMC-4 1

B326LT AIR FLOW BELOW STANDARD, B-4, RM-1352 SERVICE 5/15/13 NNMC-4 1 HVAC

B4NBC9 LIGHT OUT, B-4, RM-1352 SERVICE 5/31/13 NNMC-4 2 ELECTRICAL

B4NW99 OUTLET B-5 RM-4016 SERVICE 6/10/13 NNMC-5 1 ELECTRICAL

B2WWX9 HOT CALL - BROKEN THERMOSTAT - BLDG 5, RM 3019 SERVICE 4/11/13 NNMC-5 1 HVAC

B4VC4M WATER FOUNTAIN CLOGGED B-5 RM-1020 LOCKEROOM SERVICE 9/20/13 NNMC-5 1 PLUMBING

B4TRNR URINAL NOT WORKING B-5 RM-3006 SERVICE 9/4/13 NNMC-5 1 PLUMBING

B4TTG9 SHOWERHEAD HOLDER BROKEN B-5 RM-1020 SERVICE 9/6/13 NNMC-5 1 PLUMBING

B4TST3 URINAL OUT OF ORDER - BLDG 5, RM 1005 SERVICE 9/6/13 NNMC-5 1 PLUMBING

B326R2 FLOOR TILE CHIP, B-5, HALLWAY NEAR ROOM 2280 SERVICE 5/16/13 NNMC-5 1 STRUCTURAL
B2XW3T TOILET LEAK - PUDDLING - BLDG 5, RM 2006 SERVICE 4/17/13 NNMC-5 1 PLUMBING

B4SMCL
REPLACE FLUORESCENT LIGHT BULBS - 2 PANELS - BLDG 
5, RM 1015

SERVICE 8/20/13 NNMC-5 1 ELECTRICAL

B4SNFL LIGHT BULB OUT - BLDG 5, RM 4016 SERVICE 8/21/13 NNMC-5 1 ELECTRICAL
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B4TSRV
REWORK - BROKEN LOCKING MECHANISMS - 
BIOMEDICAL ENGINEERING - BLDG 5, 2 FRONT DOORS

SERVICE 9/6/13 NNMC-5 1 LOCKS

B4NR99 AC NOT WORKING - BLDG 5, RM 3009 SERVICE 6/7/13 NNMC-5 1 HVAC

B4PNYT RADIATOR LEAK B-5 RM-1042A SERVICE 6/21/13 NNMC-5 1 HVAC
B4PRZY HOT CALL - AC NOT WORKING - BLDG 5, RM 3035 SERVICE 6/25/13 NNMC-5 1 HVAC
B4PR7D HOT CALL B-5 RM-4021 SERVICE 6/24/13 NNMC-5 1 HVAC

B4NYNW HOT CALL - BLDG 5, RM 1022 SERVICE 6/12/13 NNMC-5 1 HVAC

B4PTDT HOT CALL B-5 RM-3012 SERVICE 6/27/13 NNMC-5 1 HVAC
B4PTKZ AH-AC NOT WORKNG-NNMC-5-3009 SERVICE 6/8/13 NNMC-5 1 HVAC

B4RKKY COLD CALL, B-5, RM-3019 SERVICE 7/22/13 NNMC-5 1 HVAC

B2NYDZ HOT CALL B-5 RM-4016 SERVICE 1/7/13 NNMC-5 1 HVAC
B2PF8M Hot Call, B-5, RMs-3009 Education and training SERVICE 1/9/13 NNMC-5 3 HVAC
B2TGMC NO HEAT, NNMC-5,RM-103--AH SERVICE 2/15/13 NNMC-5 4 HVAC

B4MS7V HOT CALL B-5 RM-4035 SERVICE 5/21/13 NNMC-5 1 HVAC

B4PG3D
TOO HOT - HOT AIR BLOWING FROM VENTS - BIOMED 
REPAIR - BLDG 5, RM 2009

SERVICE 6/17/13 NNMC-5 1 HVAC

B4NKXF
HOT CALL - CLASS IN SESSION - STUDENTS 
COMPLAINING - BLDG 5, RM 4026 AND HALLWAY

SERVICE 6/4/13 NNMC-5 1 HVAC

B4NLGD ELECTRICAL WIRING B-5 RM-4016 SERVICE 6/5/13 NNMC-5 1 ELECTRICAL

B4NMYZ HOT CALL B-5 RM-3012, 3035, & 3020 SERVICE 6/5/13 NNMC-5 1

B4NTGB
LIGHTS OUT, B-5, RM-2015- BIOMEDICAL ENGINEERING 
WORKSHOP

SERVICE 6/7/13 NNMC-5 1 ELECTRICAL

B4SSJY
DEAD BOLT SCREWED OFF - KEY'S NOT ALIGNED - BLDG 
5, RM 3020

SERVICE 8/26/13 NNMC-5 1 LOCKS

B4RS6K -AH UNKNOWN ALARM SOUNDING B-5 RM-1011 SERVICE 7/25/13 NNMC-5 1

B4NZHK HOT CALL B-5 RM-3035 SERVICE 6/12/13 NNMC-5 1

B4NZSZ HOT CALL B-5 RM-4028 & 3038 & 3039 SERVICE 6/13/13 NNMC-5 1

B4TVHF
SMELL FROM MECH ROOM, B-5, ROOF MECHANICAL 
ROOM AHU P003

SERVICE 9/9/13 NNMC-5 1 HVAC

B2SS5R CLOGGED TOILET, B-5, RM-1052 MENS RESTROOM SERVICE 2/1/13 NNMC-5 1 PLUMBING

B2TKF7
CLOGGED TOILET, B-5, 4TH FL NEXT TO ELEVATORS 
WOMENS RESTROOM

SERVICE 2/27/13 NNMC-5 1 PLUMBING

B2TRCW
REMOVE/REPLACE FLOOR OUTLET - SAFETY HAZARD - 
BLDG 5, RM 2016

SERVICE 3/1/13 NNMC-5 2 ELECTRICAL

B2Z9Y5 Disconnect cubicle outlet, BLDG 5, Room 3023. SERVICE 5/10/13 NNMC-5 1 ELECTRICAL

B2ZCFS
COMPRESSOR AUDIBLE ALARM B-5 RM-2012 BIO MED 
REPAIR

SERVICE 5/13/13 NNMC-5 1 HVAC

B326GL
TOILET NOT FLUSHING PROBERLY, B-5, RMS- 3004 & 
3006

SERVICE 5/15/13 NNMC-5 1 PLUMBING

B326GP AC NOT WORKING, B-5, RMS- 3013 &3018 SERVICE 5/15/13 NNMC-5 1 HVAC

B4MWLL LEAK B-5 RM-4026 SERVICE 5/23/13 NNMC-5 1 HVAC
B4PG4R LEAK B-5 RM-2006 SERVICE 6/17/13 NNMC-5 1 PLUMBING
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B4V4B9 LOOSE CEILING TILE - BLDG 54, RM D-217, 2ND FLOOR SERVICE 9/17/13 NNMC-54 1 STRUCTURAL

B4VB4L
Repair/Replace door handle on men's latrine door - 
BLDG 54 RM-A109

SERVICE 9/18/13 NNMC-54 1 STRUCTURAL

B2R35W BAY DOOR, B-54, BAY DOOR #11 SERVICE 1/22/13 NNMC-54 3 STRUCTURAL
B2TGYG OVERHEAD DOOR #11 B-54 RM-A101 SERVICE 2/22/13 NNMC-54 1 STRUCTURAL

B2XWLD
DOOR HANDLE IS BROKEN, B-54, RM-A117- LODING 
DOCK

SERVICE 4/18/13 NNMC-54 1 STRUCTURAL

B2Y93G
Overhead door has a broken cable - Bldg 54,room A101, 
door 6

SERVICE 5/3/13 NNMC-54 1 STRUCTURAL

B4TSD3 TOILET INOPERABLE B-54 RM-D224 SERVICE 9/5/13 NNMC-54 1 PLUMBING
B4RHBZ CLOGGED TOILET B-54 RM-A109 SERVICE 7/17/13 NNMC-54 1 PLUMBING
B4RKSM CLOGGED TOILET B-54 RM-A109 SERVICE 7/22/13 NNMC-54 1 PLUMBING

B4TWCC HOT WATER TOO HOT, B-54, RM-C-202 SERVICE 9/10/13 NNMC-54 1 PLUMBING

B2TGYC TOILET LEAK B-54 RM-A109 SERVICE 2/22/13 NNMC-54 1 PLUMBING
B4TZDW CLOGGED TOILET - BLDG 54. RM A-111 SERVICE 9/13/13 NNMC-54 1 PLUMBING

B4V9WP
LOW PRESSURE IN 2 WATER FOUNTAINS - LOGISTICS - 
BLDG 54, RM C-202

SERVICE 9/18/13 NNMC-54 1 PLUMBING

B2WX9J CLOGGED TOILET, B-54, RM-D227 SERVICE 4/11/13 NNMC-54 1 PLUMBING

B4TS9R
Replace recessed hallway lights in front of D218 in Bldg 
54 on the 1st floor

SERVICE 9/5/13 NNMC-54 1 ELECTRICAL

B4PWS7
CHANGE LIGHT BULB - Bldg 54, second floor by the 
cubicles near D-212 (NARCO area)

SERVICE 7/1/13 NNMC-54 1 ELECTRICAL

B4PB39
2 CEILING LIGHTS OUT - BLDG 54 - SEE POC - MAIN 
ENTRY - PAST LADIES RESTROOM

SERVICE 6/14/13 NNMC-54 1 ELECTRICAL

B4RMPH LIGHTS OUT B-54 RM-NEXT TO D224 SERVICE 7/25/13 NNMC-54 1 ELECTRICAL

B4VBPN LEAK B-54 RM-A117 FROM B122 SERVICE 9/19/13 NNMC-54 1 PLUMBING

B2Y5X9 Restore power to receptacles in bldg. 54 room B-121 SERVICE 4/30/13 NNMC-54 1 ELECTRICAL

B4R7XG REPLACE BROKEN LOCK B-54 RM-D-216 SERVICE 7/9/13 NNMC-54 1 LOCKS

B4SHPB REWORK - LIGHTS OUT B-54 SERVICE 8/14/13 NNMC-54 1 ELECTRICAL

B2XSCJ
LOOSE FAUCET - DESTABILIZED - LEAKS WATER - BLDG 
54, RM D-227

SERVICE 4/12/13 NNMC-54 1 PLUMBING

B4NXML
HVAC - Repair air-conditioning - Not functioning 
properly - Bldg 54,  Room A101

SERVICE 6/12/13 NNMC-54 1 HVAC

B4PB33
COLD CALL - BLDG 54, NEAR RM D-227 - SEE POC FOR 
LOCATION

SERVICE 6/14/13 NNMC-54 1 HVAC

B4RHV9 NO AIR FLOW B-54 LOADING DOCK SERVICE 7/17/13 NNMC-54 1 HVAC
B327CX HOT CALL B-54 RM-A117 SERVICE 5/17/13 NNMC-54 1 HVAC

B4N69M HOT CALL - WAY TOO HOT - BLDG 54, FRONT FOYER SERVICE 5/29/13 NNMC-54 1 HVAC

B4SVC7 BLDG 54, RM B122 PLUMBING ISSUES SERVICE 8/28/13 NNMC-54 1 PLUMBING

B4TZMK
LOW PRESSURE STEAM VALVE, B-54, MECHANICAL 
ROOM B-122

SERVICE 9/13/13 NNMC-54 1 PLUMBING

B2YB9H
MICE IN CINDER BLOCK - HOLES NEED TO BE SEALED - 
BLDG 54 WAREHOUSE, RM A-117

SERVICE 5/6/13 NNMC-54 1 STRUCTURAL

B4RCYS Replace lightbulbs and repair stairs, Bldg 54 SERVICE 7/10/13 NNMC-54 1
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B4RDHG RESTORE OPERATION TO AIR HANDLER 3 IN BLDG 54 SERVICE 7/11/13 NNMC-54 1 ELECTRICAL

B4SVDP 3/4 INCH BACK FLOW LINE LEAKING - BLDG 55, RM B-03 SERVICE 8/28/13 NNMC-54 1 PLUMBING

B4TPSF
Patch and paint the exterior ceiling at Entrance - BLDG 
54, Front Entrance Ceiling (outside)

SERVICE 9/4/13 NNMC-54 1 FCA_PAINT

B2NXCB Toilet, B-54, RM-D222 Mens bathroom SERVICE 1/3/13 NNMC-54 3 PLUMBING

B2XZC9 Repair broken lock - BLDG 54, RM  A-131 SERVICE 4/24/13 NNMC-54 1 LOCKS

B2Y28W
TRASH COMPACTOR BUTTON NOT WORKING, B-54, 
NEAR LOADING DOCK

SERVICE 4/26/13 NNMC-54 1 ELECTRICAL

B2YD9K PLUM - LEAKING TOILET  - BLDG 54, RM 222 SERVICE 5/7/13 NNMC-54 2 PLUMBING

B4N69J 2 CLOGGED TOILETS - BLDG 54, RM D227 SERVICE 5/29/13 NNMC-54 1 PLUMBING
B4PMFN -AH TOO HOT B-54 RM-C-202 & WHOLE FLOOR SERVICE 6/18/13 NNMC-54 1

B4PXJR
REPLACE DAMAGED AND STAINED CEILING TILES -  RM C-
03, C-02 -  BLDG 55

SERVICE 7/2/13 NNMC-55 1 STRUCTURAL

B4R6VM DOOR BY STAIRWELL NOT OPENING B-55 4TH FLOOR SERVICE 7/8/13 NNMC-55 1 STRUCTURAL

B2VXXD Broken sliding door, B-55, 3rd floor garage SERVICE 3/26/13 NNMC-55 1 STRUCTURAL

B4PS4J
EXTERIOR CLOGGED DRAINS - BLDG 55 LOADING DOCK - 
BAYS 4 & 5

SERVICE 6/26/13 NNMC-55 1 PLUMBING

B4P7GD Bldg 55 Mechanical Room Exhaust Fan, RM-C-06 SERVICE 6/13/13 NNMC-55 1 HVAC

B4PSNB EXHAUST FANS NOT WORKING, B-55, MECH RM C-06 SERVICE 6/26/13 NNMC-55 1 HVAC

B2TVJF EXHAUST FAN INOP B-55 RM-BASEMENT SERVICE 3/4/13 NNMC-55 1 HVAC

B2VF4Z
Repair the fan coil units to proper operation on each 
floor - BLDG 55, Elevator Lobbies South Tower  G -5th 
floors

SERVICE 3/20/13 NNMC-55 1 HVAC

B4NXGJ FAUCET HANDLE, B-55, RM-C188 SERVICE 6/11/13 NNMC-55 1 PLUMBING

B4RGPH STEAM LEAK, B-55, RM B03 MECH ROOM SERVICE 7/16/13 NNMC-55 1 PLUMBING

B4NW43 CLOGGED TOILET, B-55, RM-C188, MENS RESTROOM SERVICE 6/10/13 NNMC-55 1 PLUMBING

B4V3GF CLOGGED TOILET B-55 RM-A109 SERVICE 9/16/13 NNMC-55 1 PLUMBING
B4SVRZ CLOGGED TOILET - BLDG 55, RM C-02 SERVICE 8/29/13 NNMC-55 1 PLUMBING

B2XZTK LIGHTS OUT B-55 EAST EXIT RAMP SERVICE 4/25/13 NNMC-55 1 ELECTRICAL

B326MN
LIGHT OUT B-55 NORTH ELEVATOR LOBBY GROUND 
LEVEL

SERVICE 5/15/13 NNMC-55 1 ELECTRICAL

B4NZN9 STEAM RETURN LINE LEAK B-55 RM-C06 SERVICE 6/12/13 NNMC-55 1 HVAC

B4RFXZ HOT CALL B-55 RM-194C SERVICE 7/15/13 NNMC-55 1 HVAC

B4RDCS
HOT CALL- B-55, RM-C191- BIO HAZZARD HOLDING 
AREA

SERVICE 7/11/13 NNMC-55 1 HVAC

B4MWRB HOT CALL B-55 RM-C03 SERVICE 5/23/13 NNMC-55 1 HVAC

B4PMJN
REPLACE VALVE / CHANGE BELT - BLDG 55, RMS C-06, B-
03

SERVICE 6/20/13 NNMC-55 1 HVAC
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B4NZK7
WATER DAMAGED FROM RAIN ON WALL (CAGE SIDE) 
RM-R14A B-55 BASEMENT

SERVICE 6/12/13 NNMC-55 1 STRUCTURAL

B4NPDG SIGNIFICANT LEAK B-55 MECH ROOM C06 SERVICE 6/6/13 NNMC-55 1

B4SMWT REPLACE FLOOR TILES B-55 RM-C02 SERVICE 8/21/13 NNMC-55 1

B4RLPJ AH-BROKEN DOOR LOCK: CIPHER LOCK-NNMC-55,C-192 SERVICE 7/23/13 NNMC-55 1

B4RKZT AH-NO POWER, NNMC-55, CHIEF OFFICE SERVICE 7/20/13 NNMC-55 1 ELECTRICAL

B4RKZ6
AH-LIGHTS OUT ON THE LOWER LEVEL OF 
GARAGE.NNMC-55

SERVICE 7/21/13 NNMC-55 1

B4SM3P
AH-ROTATE OPERATION OF 2 OF THE 4 GENERATORS 
EVERY 3 HOURS STARTING AT 16:00 16AUG2013 THRU 
0900 19AUG2013NNMC-55, c109,

SERVICE 8/16/13 NNMC-55 1

B4TVRX
REPLACE MISSING DOOR HANDLE - BLDG 55, 
BASEMENT, DOOR C186E

SERVICE 9/9/13 NNMC-55 1 LOCKS

B4V3K9
AH-,TOILET OVERFLOW IN UNISEX BATHROOM-NNMC-
55

SERVICE 9/12/13 NNMC-55 1

B4VBKX REPAIR BROKEN HANDLE B-55 RM-C-188 SERVICE 9/19/13 NNMC-55 1 STRUCTURAL

B2RB45 DRAIN, B-55, LOADGING DOCK SERVICE 1/23/13 NNMC-55 1 PLUMBING

B2XZT5 REPAIR LEAD SHEETS B-55 RM-B07 SERVICE 4/25/13 NNMC-55 1 STRUCTURAL

B2Y6J9 LIGHTS OUT, B-55, RM- C194 SERVICE 5/1/13 NNMC-55 1 ELECTRICAL

B2Y6JB HOT CALL- B-55- RM-C194 SERVICE 5/1/13 NNMC-55 1 HVAC

B2Y7W3
ASSISTANCE REQUEST -  Start Up Services for the Newly 
Installed AVTRON 1500KW Load Bank for Building 55 
Stand-By Generators - Building 55, Room C-190

SERVICE 5/2/13 NNMC-55 1 UTILITY OUTAGE

B2Y7XC
Bldg. 55 Generator Automatic Transfer Switch 
inoperable

SERVICE 5/2/13 NNMC-55 1 REPAIR

B4MWRG CONDENSATION LEAK B-55 RM-C02 SERVICE 5/23/13 NNMC-55 1 REPAIR

B4N9YN ELECTRICAL SUPPORT B-55 GENERATOR ROOM C190 SERVICE 5/31/13 NNMC-55 1 ELECTRICAL

B4PMGP -AH TOILET OVERFLOW B-55 RM-C-04 SERVICE 6/18/13 NNMC-55 1

B4MXTF URINAL LEAKS - PUDDLES ON FLOOR - BLDG 6, RM 3206 SERVICE 5/24/13 NNMC-6 1 PLUMBING

B2T6YZ LIGHT BULB REPLACE B-6 RM-2276 SERVICE 2/12/13 NNMC-6 1 ELECTRICAL
B4SMVK COLD B-6 RM-1369 SERVICE 8/21/13 NNMC-6 1 HVAC
B2SGTN HOT NETWORK,NNMC-6, RM 1362 SERVICE 1/28/13 NNMC-6 1 HVAC

B2SLGR
HOT NETWORK CLOSET, NNMC-6, RM 1362A, AH- 24 
HOURS

SERVICE 1/28/13 NNMC-6 4 HVAC

B2T49H HOT NETWORK CLOSET B-6 RM-1362A -AH SERVICE 2/7/13 NNMC-6 1 HVAC

B4MX3Z HOT CALL B-6 RM-32065A CLASSROOM SERVICE 5/23/13 NNMC-6 1 HVAC

B2WWSN -AH HOT NETWORK CLOSET B-6 RM-1362A SERVICE 4/9/13 NNMC-6 1

B2WVJR -AH HOT CLOSET B-6 RM-1362A SERVICE 4/8/13 NNMC-6 1
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B2XYV3 -AH HOT CLOSET B-6 RM-1362A SERVICE 4/22/13 NNMC-6 1

B2XZD8 -AH HOT NETWORK CLOSET B-6 RM-1362A SERVICE 4/23/13 NNMC-6 1

B2XZCX -AH TOILET OVERFLOW B-6 RM-MENS ROOM SERVICE 4/23/13 NNMC-6 1

B2Y6BD AH-HOT NETWORK CLOSET.NNMC-6- RM 1362-A SERVICE 4/29/13 NNMC-6 1 HVAC

B2ZCS2 PATCH & PAINT B-6 RM-3209A SERVICE 5/13/13 NNMC-6 1 FCA_PAINT

B325XZ AH-HOT NETWORK CLOSET.NNMC-6- 1362A SERVICE 5/12/13 NNMC-6 1 HVAC

B4SK7H DOOR SAGGING B-63 RM-1003 SERVICE 8/15/13 NNMC-63 1 STRUCTURAL

B4RFYD Condensate drain , B-63, Parking Tower over Elevator #1 SERVICE 7/15/13 NNMC-63 1 PLUMBING

B4PPWV WATER LEAK, B-63, RM-1002, AMERICA GARAGE SERVICE 6/24/13 NNMC-63 1 PLUMBING
B4RLPS AH-PARKING GARAGE HAS NO POWER, NNMC-63 SERVICE 7/23/13 NNMC-63 1
B2Y82V COPPER WATER LINE- B-63- PARKING GARAGE SERVICE 5/2/13 NNMC-63 1 PLUMBING

B4PB4F
REPLACE BAD Blower Bearings - Bldg #7, B-06, Air 
handler unit- #1202

SERVICE 6/14/13 NNMC-7 1 HVAC

B4PRHC OFF AND ON CEILING LEAK - BLDG 7, RM 1347 SERVICE 6/25/13 NNMC-7 1 STRUCTURAL

B4R6RX
REPAIR LEAK & REPLACE DAMAGED TILES B-7 6TH 
FLOOR RM-6302 CORRIDOR

SERVICE 7/8/13 NNMC-7 1 STRUCTURAL

B4RKNW REPLACE CEILING TILES  B-7 RM-1331 SERVICE 7/22/13 NNMC-7 1 STRUCTURAL

B4RRD7
Ceiling Tiles - Need 5 tiles preplaced Room 1500 BLDG 7 
1st Deck

SERVICE 7/26/13 NNMC-7 1 STRUCTURAL

B4SPM7 CEILING LEAK B-7 RM-EXECUTIVE MEDICINE SERVICE 8/23/13 NNMC-7 1 STRUCTURAL

B4SHC7 REPLACE DOORKNOB B-7 RM-5316 SERVICE 8/14/13 NNMC-7 1 STRUCTURAL

B4PR4K REPAIR DOOR B-7 RM-5334 SERVICE 6/24/13 NNMC-7 1 STRUCTURAL

B4NPF6 LOOSE DOOR KNOB, B-7, RM-6319- SOCIAL WORK SERVICE 6/6/13 NNMC-7 1 STRUCTURAL

B4PRT7
DOOR HANDICAP PUSH BUTTON NOT WORKING - BLDG 
7, INFECTIOUS DISEASE CLINIC - RM 1347

SERVICE 6/25/13 NNMC-7 1 STRUCTURAL

B4RKZV
AH-DOOR WONT CLOSE, 3 HINGES ARE BROKE, NEED 
DOOR SECURED, NNMC-7, RM 2230

SERVICE 7/20/13 NNMC-7 1 STRUCTURAL

B4TSP4 DOOR WILL NOT OPEN B-7 RM-1300 SERVICE 9/6/13 NNMC-7 1 STRUCTURAL

B4TVJK Two broken doors in the clinic - BLDG 7, RM 1500 SERVICE 9/9/13 NNMC-7 1 STRUCTURAL

B4TY7F DOOR NOT LATCHING, B-7, REAR STAIRWELL 6TH FLOOR SERVICE 9/11/13 NNMC-7 1 STRUCTURAL

B4TZ4C DOOR NOT WORKING PROPERLY, B-7, 1ST FL RM 1330 SERVICE 9/12/13 NNMC-7 1 STRUCTURAL

B2Y5SL
DOOR KEEPS SLAMMING - ENTRY DOOR - BLDG 7, 6TH 
FLOOR LEFT OFF THE ELEVATOR

SERVICE 4/30/13 NNMC-7 1 STRUCTURAL

B4S734
REPAIR CONDENSING FAN B-7 RM-1454 EXECUTIVE 
MEDICINE 1464

SERVICE 8/7/13 NNMC-7 1 HVAC
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B4SVBV
Exhaust fans not working - Building #7, 2nd floor thru 
Mechanical room #2604

SERVICE 8/28/13 NNMC-7 1 HVAC

B4VFMN
COLD CALL - TURN OFF VENTILATION FANS - PATIENT 
CARE AREA - ALL SOCIAL WORK DEPT - BLDG 7

SERVICE 9/24/13 NNMC-7 1 HVAC

B4NPJ3
NOZZLE BROKEN - HAVE TO TURN NOZZLE ALL THE WAY 
ROUND - BLDG 7, RM 4133

SERVICE 6/6/13 NNMC-7 1 PLUMBING

B2Y7XR LEAKING SINK - BLDG 7, RM 5337 SERVICE 5/2/13 NNMC-7 1 PLUMBING

B2YDBW DRIPPING SINK & TOILET - BLDG 7, RM 6319 SERVICE 5/7/13 NNMC-7 1 PLUMBING

B2TZWN Rm 5337 sprinkler cover fell off - BLDG 7, RM 5337 SERVICE 3/9/13 NNMC-7 1
FIRE 

PROTECTION

B4SLH4 REPAIR LIGHT FIXTURE - HELD UP BY TAPE - BLDG 7, RM SERVICE 8/19/13 NNMC-7 1 ELECTRICAL

B4R4G4 CEILING LEAK, B-7, 6TH FL. HALLWAY NEAR RM-6328 SERVICE 7/3/13 NNMC-7 1 PLUMBING

B4RLGT FAUCET LEAKING, B-7, RM-1439, HOUSEKEEPING OFFICE SERVICE 7/23/13 NNMC-7 1 PLUMBING

B4SFLD CLOGGED SINK B-7 RM-5341 SERVICE 8/12/13 NNMC-7 1 PLUMBING

B4TSNS TOILET PRESSURE TOO HIGH B-7 RM-6335 SERVICE 9/6/13 NNMC-7 1 PLUMBING

B4TTC6 -AH TOILET CONTINUES TO FLUSH B-7 RM-1506A SERVICE 9/6/13 NNMC-7 1 PLUMBING

B2WF84
REPLACE LIGHT FIXTURE IN DISPLAY CASE - BLDG 7, RM 
2600

SERVICE 4/4/13 NNMC-7 1 ELECTRICAL

B4MRZW URINAL RUNNING B-7 RM-1484 SERVICE 5/21/13 NNMC-7 1 PLUMBING

B4PBFR LEAK UNDER SINK B-7 RM-2120 SERVICE 6/14/13 NNMC-7 1 PLUMBING

B4PBR7
TRIP HAZARD B-7 RM-NEXT TO OLD POLICE DEPT 
ACROSS FROM BLDG 54.

SERVICE 6/17/13 NNMC-7 1 STRUCTURAL

B2XZ52
Restore proper operation to AHU-3 in building 7 east 
MER B-04

SERVICE 4/23/13 NNMC-7 1 HVAC

B4SLBH
CLOGGED TOILET - LADIES RESTROOM - BLDG 7, RM 
1439

SERVICE 8/19/13 NNMC-7 1 PLUMBING

B4S73N
HIGH WATER PRESSURE IN TOILET - CAUSES TO 
OVERFLOW - BLDG 7, RM 1442A

SERVICE 8/7/13 NNMC-7 1 PLUMBING

B4RRDL Broken toilet - Room 1502 BLDG 7 1st Deck SERVICE 7/26/13 NNMC-7 1 PLUMBING

B4SGLR
TOILET LEAKING FROM FLUSH VALVE - BLDG 7, RM 6313 
(INSIDE 6315)

SERVICE 8/13/13 NNMC-7 1 PLUMBING

B4TY6S
PATIENT TOILET CONSTANTLY RUNNING - BLDG 7, RM 
1500

SERVICE 9/11/13 NNMC-7 1 PLUMBING

B4MYZW CLOGGED TOILET - BLDG 7, RM 1483 SERVICE 5/28/13 NNMC-7 1 PLUMBING

B4NPJ6 2 LIGHTS OUT - BLDG 7, RM 4134 SERVICE 6/6/13 NNMC-7 1 ELECTRICAL

B4P3BX LIGHT OUT B-7 RM-6333 SERVICE 6/13/13 NNMC-7 1 ELECTRICAL

B4PRMJ 2 BURNED OUT LIGHTS - BLDG 7, RMS 2115, 2128 SERVICE 6/25/13 NNMC-7 1 ELECTRICAL

B4PRYY LIGHTS OUT B-7 RM-5311 SERVICE 6/25/13 NNMC-7 1 ELECTRICAL
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B4RSZP REPLACE BURNT OUT LIGHT B-7 RM-1533 SERVICE 7/30/13 NNMC-7 1 ELECTRICAL

B4SPKW TUNNEL LIGHTS OUT - Between Bldg 7 and Bldg 11 SERVICE 8/23/13 NNMC-7 1 ELECTRICAL

B4TZ6T REPLACE LIGHT BULB B-7 RM-6335 SERVICE 9/12/13 NNMC-7 1 ELECTRICAL

B4PGNB CHANGE CLOSET LIGHT BULB - BLDG 7, RM 3102A SERVICE 6/18/13 NNMC-7 1 ELECTRICAL

B4MZ4P LIGHTS OUT - BLDG 7, 2154A & STAIRWELL NEAR 2154A SERVICE 5/28/13 NNMC-7 1 ELECTRICAL

B4MYM3
REPLACE LIGHT BULBS - 8+ FLOURESCENTS - BLDG 7, 
INFECTIOUS DISEASE CLINIC - ROOM 1337 - SEE POC 
FOR LOCATIONS

SERVICE 5/28/13 NNMC-7 1 ELECTRICAL

B4NXBV LIGHTS OUT B-7 RM-3139 SERVICE 6/11/13 NNMC-7 1 ELECTRICAL

B4STFB
INSTALL CONDENSOR MOTOR - EXECUTIVE MEDICINE - 
BLDG 7, RM 1427

SERVICE 8/27/13 NNMC-7 1 HVAC

B4PR7X NOT WATER TO SINK B-7 RM-6339 SERVICE 6/24/13 NNMC-7 1 PLUMBING

B4S9LJ
PRONG STUCK IN OUTLET - NEEDS TO BE REMOVED - 
BLDG 7, RM 6333

SERVICE 8/8/13 NNMC-7 1 ELECTRICAL

B4PPV3 NO POWER B-7 RM-2154 SERVICE 6/24/13 NNMC-7 1 ELECTRICAL

B4V9TD Two power outlets not working - BLDG 7, Room 1500 SERVICE 9/18/13 NNMC-7 1 ELECTRICAL

B4V3WV
NO ELECTRICITY - SOCIAL WORK DEPT - BLDG 7, RM 
5307

SERVICE 9/17/13 NNMC-7 1 ELECTRICAL

B4SM6G LIGHT OUT B-7 RM-2143A SERVICE 8/20/13 NNMC-7 1 ELECTRICAL

B2XS8B
URINAL LEAKING FROM THE TOP, B-7, RM-1428- 
INFECTIION DESEASE

SERVICE 4/12/13 NNMC-7 1 PLUMBING

B2XYVS HOT CALL - TURN HEAT OFF - BLDG 7, RM 3103, 3102 SERVICE 4/23/13 NNMC-7 1 HVAC

B4MVBG REPLACE LIGHT SWITCH - BLDG 7, RM 1329 SERVICE 5/22/13 NNMC-7 1 ELECTRICAL

B4NNSX HOT CALL B-7 RM-1429 SERVICE 6/5/13 NNMC-7 1 HVAC

B4SNSL
LITTLE TO NO NO AC - GETTING WARMER - BLDG 7, RM 
1469 - ALL VISION INFORMATION DEPT

SERVICE 8/22/13 NNMC-7 1 HVAC

B4RGJR HOT CALL B-7 EXECUTIVE MEDICINE SERVICE 1ST FLOOR SERVICE 7/16/13 NNMC-7 1 HVAC

B4RL9V
HOT CALL - AC NOT WORKING - BLDG 7, 1183 AND 
OUTSIDE SECURITY DISPATCH

SERVICE 7/23/13 NNMC-7 1 HVAC

B4RVKV HOT CALL B-7 RM-2154 SERVICE 8/1/13 NNMC-7 1 HVAC

B4NWVP NO AIR FLOW B-7 RM-B-06 SERVICE 6/11/13 NNMC-7 1 HVAC

B4NY36
HOT CALL - BLDG 7, MULTIPLE ROOMS - OCCUPATIONAL 
AUDIOLOGY, RM 2138

SERVICE 6/12/13 NNMC-7 1 HVAC

B4NZP7 HOT CALL B-7 1ST FLOOR RM-1427 & 1429 SERVICE 6/12/13 NNMC-7 1 HVAC
B4PRVF HOT CALL B-7 RM-1469B SERVICE 6/25/13 NNMC-7 1 HVAC
B4PSV6 HOT CALL - BLDG 7, RM 4105 SERVICE 6/26/13 NNMC-7 1 HVAC

B4RJLF COLD CALL, B-7, 1ST FLOOR, RM-1501, EXECUTIVE MED SERVICE 7/18/13 NNMC-7 1 HVAC
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B4RJFR HOT CALL, B-7, RM-3102, NUTRITION CARE SERVICE 7/18/13 NNMC-7 1 HVAC

B4SMPM
No Hot Water in Pantries, BLDG 7, Rms #6335, 6338, 
5334

SERVICE 8/21/13 NNMC-7 1 PLUMBING

B4VFCB
COLD CALL - WAY TOO COLD - HALLWAY AFFECTING ALL 
OFFICES - PATIENT CARE AREA - BLDG 7, 6TH FLOOR

SERVICE 9/24/13 NNMC-7 1 HVAC

B4VGV4 HOT CALL - Rm 5319 in Bldg. 7;  5th floor is way too hot SERVICE 9/27/13 NNMC-7 1 HVAC

B2NV3D COLD CALL B-7 LIBERTY ZONE RM-1314 SERVICE 1/2/13 NNMC-7 1 HVAC
B2RNYL COLD CALL B-7 RM-3103 SERVICE 1/25/13 NNMC-7 1 HVAC

B2S6JJ COLD CALL B-7 OCCUPATIONAL MEDICINE 2ND FLOOR SERVICE 1/29/13 NNMC-7 1 HVAC

B2SX5K COLD CALL, BLDG 10, 7 CENTER, RM 7041 SERVICE 2/4/13 NNMC-7 1 HVAC

B2SXKR
HOT CALL - WHOLE SECURITY DEPT IS EXTREMELY HOT, 
NEEDS TEMPERATURE TO BE ADJUSTED, NNMC-7,RM 
1171

SERVICE 1/31/13 NNMC-7 2 HVAC

B2TVGM COLD CALL B-7 RM-6317 SERVICE 3/4/13 NNMC-7 1 HVAC

B4PBSY
HOT CALL - TOO HOT - OVER 80 - PATIENT CARE AREA - 
BLDG 7, RMS 2137, 2138, 2139, 2143

SERVICE 6/17/13 NNMC-7 1 HVAC

B2XYD4 COLD CALL B-7 RM-1314 SERVICE 4/22/13 NNMC-7 1 HVAC
B2XZ83 HOT CALL - BLDG 7 - ENTIRE 6TH FLOOR SERVICE 4/24/13 NNMC-7 1 HVAC

B2XZC7
HOT CALL - ADDICTION TREATMENT - ENTIRE  CLINIC - 
BLDG 7 - 4100

SERVICE 4/24/13 NNMC-7 1 HVAC

B2YCVY HOT CALL WITH HISSING NOISE - BLDG 7, RM 1314 SERVICE 5/7/13 NNMC-7 1 HVAC

B2YPY7
HOT CALL - 81 DEGREES - TURN RADIATOR OFF - BLDG 7, 
RM 1327

SERVICE 5/8/13 NNMC-7 1 HVAC

B326VM
HOT CALL B-7 4TH FLOOR RM-4100 WHOLE ADDICTION 
TREATMENT CLINIC

SERVICE 5/16/13 NNMC-7 1 HVAC

B4MRDN
HOT CALL - BLDG 7, ENTIRE CLINIC - 4TH FLOOR - 
ADDICTIONS TREATMENT SERVICES

SERVICE 5/20/13 NNMC-7 1 HVAC

B4MRGG
STILL HAS HEAT - TURN HEAT OFF, TURN AC ON - BLDG 
7, ALL NUTRITIONAL AND TRAUMA CLINICS

SERVICE 5/20/13 NNMC-7 1 HVAC

B4MRLN HOT CALL - BLDG 7, ALL OFFICES- 5TH FLOOR SERVICE 5/20/13 NNMC-7 1 HVAC

B4N673
HOT CALL - ALL AUDIOLOGY TO OCCUPATIONAL - BLDG 
7, 2ND FLOOR

SERVICE 5/29/13 NNMC-7 1 HVAC

B4NHTL -AH LIGHT B-7 RM-7070 SERVICE 5/30/13 NNMC-7 1 HVAC

B4NHW3 CHILL WATER VALVE B-7 MECH ROOM 2ND FLOOR SERVICE 6/3/13 NNMC-7 1 HVAC

B4NWVM NO AIR FLOW B-7 RM-B-05 SERVICE 6/11/13 NNMC-7 1 HVAC

B4S4N3
REPLACE CEILING TILES B-7 RM-2137, 2138, 2139, 2143A 
and B

SERVICE 8/5/13 NNMC-7 1 STRUCTURAL

B2XX3X
REPAIR MIXING VALVE - SHOWER - Building #7, 6th 
floor, room #6328

SERVICE 4/19/13 NNMC-7 1 PLUMBING

B4NPHV VENT COVER KEEPS FALLING - BLDG 7, RM 4102 SERVICE 6/6/13 NNMC-7 1 HVAC

B4SXST DAMAGED WALLPAPER B-7 RM-1469B SERVICE 8/30/13 NNMC-7 1 STRUCTURAL

B2ZCMH PATCH & PAINT B-7 RM-1314 SERVICE 5/13/13 NNMC-7 1 STRUCTURAL

B2RLYM REPAIR LEAKY WINDOW - BLDG 7, RM 1329 SERVICE 1/24/13 NNMC-7 2 STRUCTURAL
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B2YR67 REPLACE PIVOT ARMS ON WINDOWS - BLDG 7 SERVICE 5/8/13 NNMC-7 1 STRUCTURAL

B4MX9G
BROKEN WINDOW HARDWARE - NEEDS TO OPEN - BLDG 
7, RM 5307

SERVICE 5/23/13 NNMC-7 1 STRUCTURAL

B4NLFZ VENTS CLEAN, B-7, 6FL. ALL ROOMS-SOCIAL WORK SERVICE 6/5/13 NNMC-7 1 HVAC

B4SKZ6 DOOR LOCKING MECHANISM, BLDG 7, RM 5325 SERVICE 8/16/13 NNMC-7 1 STRUCTURAL

B4SKS4 VENT IS BLOWING HOT AIR, BLDG 7, RM 6306 SERVICE 8/16/13 NNMC-7 1

B4SNS4
POWER OVERLOAD - BREAKER KEEPS POPPING - BLDG 7, 
RM 4122, 4123

SERVICE 8/22/13 NNMC-7 1

B4PPXR
BROKEN DOOR HANDLE - BLDG 7, RM-1329 EXAM 
ROOM 7  INFECTIOUS DESEASE

SERVICE 6/24/13 NNMC-7 1 REPAIR

B4PPYK HOT CALL B-7 RM-3117 & 3100 SERVICE 6/24/13 NNMC-7 1

B4PR9H
AH- SMALL BRUSH FIRE IN VENT. FIRE DEPARTMENT 
RESPONSED BUT NEED TECH ON HAND-NNMC-7

SERVICE 6/23/13 NNMC-7 1 HVAC

B4PWML
DOOR WON'T STAY CLOSED - LOCK PROBLEM - HEARING 
TESTING - CAN'T DO TESTING - BLDG 7, RM 2143

SERVICE 7/1/13 NNMC-7 1 LOCKS

B4SVKH -AH BAD SMELL B-7 RM-3117 SERVICE 8/25/13 NNMC-7 1

B4SX6B
COLD CALL - AIR BLOWING FORCEFULLY - TOO COLD - 
INFECTIOUS DISEASE - WAITING AREA - BLDG 7, RM 
1314

SERVICE 8/29/13 NNMC-7 1 HVAC

B4NWFJ
REPLACE OLD CHILLED WATER EXSITING ACTUATOR B-7, 
EAST MER B-04

SERVICE 6/10/13 NNMC-7 1 HVAC

B4PSB6
BROKEN LOCK - MASTER KEY SPINS IN LOCK - BLDG 7, 
RM 1332

SERVICE 6/26/13 NNMC-7 1 LOCKS

B4RRFS
DOOR NOT WORKING PROPERLY- BLDG 9, GLASS 
HALLWAY

SERVICE 7/26/13 NNMC-7 1

B4RM7S -AH REPLACE OUTLET B-7 RM-1454 SERVICE 7/24/13 NNMC-7 1
B4RV7X -AH COLD CALL B-7 RM-1174 SERVICE 7/31/13 NNMC-7 1

B4SM6R
AH-KEY MASTER LOCK BOX IS MALFUNCTIONING, NNMC-
7, RM1174

SERVICE 8/17/13 NNMC-7 1

B2NXF8 Lock, B-7, RM-7132/ 7130 SERVICE 1/3/13 NNMC-7 2 LOCKS
B2PRCG pipe loose, B-7, room #6307, restroom #6305 SERVICE 1/15/13 NNMC-7 3 PLUMBING
B2S6TT LEAKING FAUCET - TURNED OFF - BLDG 7, RM 3137 SERVICE 1/30/13 NNMC-7 2 PLUMBING
B2SYFZ SELF HELP - MOVE DESK B-7 RM-3123 TO 3120 SERVICE 2/6/13 NNMC-7 1 LABOR
B2TGNV ACTIVE CEILING LEAK, NNMC-7, RM 2105-AH SERVICE 2/19/13 NNMC-7 1 PLUMBING

B2WWSP -AH HOT NETWORK CLOSET B-7 RM-4124 & 6325 SERVICE 4/9/13 NNMC-7 1

B2WVJT -AH HOT CLOSET B-7 RMS 3124, 5325, 6325 SERVICE 4/8/13 NNMC-7 1
B2WTT8 HOT CALL, B-7, RM-6315 SOCIAL WORK SERVICE 4/9/13 NNMC-7 1 HVAC

B2XSRB COLD CALL, B-7, RM-4103, ADDICATION TREATMENT SERVICE 4/15/13 NNMC-7 1 HVAC

B2XVZH HOT CALL-B-7-RM-4104 ADDICATION TREATMENT SERVICE 4/17/13 NNMC-7 1 HVAC

B2XVFB LIGHT OUTS, B-7, RM-1533, EXECUTIVE MEDICINE SERVICE 4/16/13 NNMC-7 HVAC

B2XWLH COLD CALL, B-7, RM-1327 - INFECTION DESEASE SERVICE 4/18/13 NNMC-7 1 HVAC
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B2XWCR
AH-TEMPERATURE IN ROOM TOO COLD-NNMC-7, RM-
1174

SERVICE 4/17/13 NNMC-7 1 HVAC

B2XY28 COLD CALL, B-7, RM=4100 ADDICATION CLINIC SERVICE 4/22/13 NNMC-7 1 HVAC
B2XYJY -AH SINK DRAIN B-7 RM-1442 SERVICE 4/22/13 NNMC-7 1

B2XYXF
Seat ceiling tile / Light cover keeps falling out - Bldg 7, 
Room 3123

SERVICE 4/23/13 NNMC-7 1 REPAIR

B2XZDB -AH HOT NETWORK CLOSET B-7 RM-3124, 5325, 6325 SERVICE 4/23/13 NNMC-7 1

B2XZBW -AH TOILET B-7 RM-1502 SERVICE 4/23/13 NNMC-7 1

B2XZDS HOT CALL, B-7, RM-3103- NUTRITION SERVICE SERVICE 4/24/13 NNMC-7 1 HVAC

B2Y6BG AH-HOT NETWORK CLOSET.NNMC-7-RM 2141 SERVICE 4/29/13 NNMC-7 1 HVAC

B2Y6BZ AH-TOO HOT-NNMC-7-RM 17A SERVICE 4/29/13 NNMC-7 1 HVAC

B2Y5HK
URINAL NOT WORKING,B-7- RM-1428- INFECTIONS 
DISEASE

SERVICE 4/29/13 NNMC-7 1 PLUMBING

B2Y58G PATCH & PAINT B-7 RM-1484 SERVICE 4/29/13 NNMC-7 1 STRUCTURAL

B2Y5YK LIGHT FLICKERING B-7 RM-3130 SERVICE 4/30/13 NNMC-7 1

B2Y587
LIGHTS OUT/ CEILING TILE, B-7, RMS-4113. 4119 & 4139- 
ADDICTION TREATMENT

SERVICE 4/29/13 NNMC-7 1 ELECTRICAL

B2Y6N5 CLOGGED TOILET, B-7, RM-1428- INFECTIONS DISEASE SERVICE 5/1/13 NNMC-7 1 PLUMBING

B2Y96Z -AH HOT CLOSET B-7 RM-2141 SERVICE 5/3/13 NNMC-7 1

B2YPWV AHU # 402, B-7, RM- 2146 SERVICE 5/8/13 NNMC-7 1 HVAC
B2Z2FZ -AH CLOGGED TOILETS. B-7 RM-1484 SERVICE 5/9/13 NNMC-7 1 PLUMBING

B3268B

AH-HOLE IN WALL NEEDS TO BE PATCHED UP AND 
PAINTED. A DOOR STOPPER WOULD HELP PREVENTING 
DOOR FROM MAKING A HOLE IN THE WALL.- NNMC-
7,1314

SERVICE 5/13/13 NNMC-7 1 FCA_PAINT

B3268K AH-LIGHTS OUT B-8-RM-3149B SERVICE 5/13/13 NNMC-7 1 ELECTRICAL

B4MPZK HOT CALL, B-7, 1ST FL. EXECUTIVE MEDICINE SERVICE 5/20/13 NNMC-7 1 HVAC
B4MSFF -AH HOT CALL B-7 RM-6315 SERVICE 5/21/13 NNMC-7 1

B4MXT9 INDUCTION WINDOW UNIT B-7 RM-5329 SERVICE 5/24/13 NNMC-7 1 HVAC

B4N4Z4 URINAL LEAKING, BLDG 7 SERVICE 5/29/13 NNMC-7 1 PLUMBING

B4N634
A/C NOT WORKING, BLDG 7, ADDICTIONS TREATMENT 
SERVICES

SERVICE 5/29/13 NNMC-7 1

B4N9ZT COLD CALL, B-7, INFECTIOUS DISEASE AREA, SERVICE 5/31/13 NNMC-7 1 HVAC

B4NHMB BROKEN TILE B-7 RM-6320 SERVICE 6/3/13 NNMC-7 1 STRUCTURAL

B4NHPR WIRE HANGING B-7 RM-2146 SERVICE 6/3/13 NNMC-7 1

B4NHRG -AH HOT CLOSET B-7 RM-2141 SERVICE 6/3/13 NNMC-7 1

B4NX9F AH-POWER OUTAGE, NNMC-7, 2137 SERVICE 6/11/13 NNMC-7 1 ELECTRICAL

B4PMFW -AH LEAK B-7 RM-1319 SERVICE 6/18/13 NNMC-7 1
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B4NKRP BROKEN ACTUATORS B-7 MECH ROOM 2ND FLOOR SERVICE 6/4/13 NNMC-7 1 HVAC

B4SB7W
CEILING TILE WITH BLACK MOLD - REPLACE TILE - BLDG 
8, RM 5130

SERVICE 8/9/13 NNMC-8 1 STRUCTURAL

B4PTKR
LOOSE EXIT SIGN B-8 RM-WARRIOR CLINIC NEAR RM-
3149

SERVICE 6/27/13 NNMC-8 1 STRUCTURAL

B4R6SK
CHECK FOR LEAK AND REPLACE DAMAGED TILE B-8 RM-
OUTSIDE RM-4152

SERVICE 7/8/13 NNMC-8 1 STRUCTURAL

B4RLVH REPLACE MISSING CEILING TILES - BLDG 8, RM 4136 SERVICE 7/24/13 NNMC-8 1 STRUCTURAL

B2TDR7
BKCT-STAINED CEILING TILES B-8 6TH FLOOR RM-6126, 
6115, 6134, 6109, 6102 HALLWAYS

SERVICE 2/19/13 NNMC-8 1 STRUCTURAL

B2PNYC
OUTLET  SHOOTING SPARKS - BLDG 8, RM 3170 - SEE 
FRONT DESK

SERVICE 1/11/13 NNMC-8 3 ELECTRICAL

B2PRWL DDC controls-B-8, WW Clinic SERVICE 1/16/13 NNMC-8 2 HVAC
B4SKH3 DOOR HANDLE WILL NOT OPEN B-8 RM-1726 SERVICE 8/15/13 NNMC-8 1 STRUCTURAL

B4RGZD DOOR SAGGING - BLDG 8, RM 2173 SERVICE 7/16/13 NNMC-8 1 STRUCTURAL

B4RVGM DOOR NOT CLOSING PROPERLY, B-8, RM-3144 SERVICE 8/1/13 NNMC-8 1 STRUCTURAL

B4RVKX DOOR LOCK NOT WORKING B-8 RM-1331J SERVICE 8/1/13 NNMC-8 1 STRUCTURAL

B4S4MK
DOOR NOT WORKING B-8 RM-1331J LEADING TO 
CHAPEL

SERVICE 8/5/13 NNMC-8 1 STRUCTURAL

B4NZM4
Replace the worn door closure and the missing glass 
stop bead on the east glass door 3A in the link between 
buildings 8 and 9

SERVICE 6/12/13 NNMC-8 1 STRUCTURAL

B4R6RT REPAIR DOOR LOCK B-8 RM-2239 INSIDE RM-2243 SERVICE 7/8/13 NNMC-8 1 STRUCTURAL

B4R6BS REPLACE DOOR STRIKE B-8 RM-2267 SERVICE 7/5/13 NNMC-8 1 STRUCTURAL

B4SVB3 DOOR HANDLE B-8 RM-1265 SERVICE 8/28/13 NNMC-8 1 STRUCTURAL

B4VFFK DOOR NOT LATCHING B-8 RM-3144 SERVICE 9/24/13 NNMC-8 1 STRUCTURAL

B2S6H2 DOOR LOCK INOPERABLE B-8 RM-5134 SERVICE 1/29/13 NNMC-8 1 STRUCTURAL

B2TVK2 DOOR SLAMS B-8 RM-5108 SERVICE 3/4/13 NNMC-8 1 STRUCTURAL

B4RJZ7
LEAKY HALLWAY FAUCET - JETS TO WALL WHEN ON - 
BLDG 8, NEAR 3139

SERVICE 7/19/13 NNMC-8 1 PLUMBING

B4VFFC REPLACE FILTER B-8 RM-5139 SERVICE 9/24/13 NNMC-8 1 PLUMBING

B4PNDM CLOGGED TOILET B-8 PCS CLINIC RM-4141 SERVICE 6/20/13 NNMC-8 1 PLUMBING

B4PXBN CLOGGED TOILETS, B-8, RM-3225- MENS RESTROOM SERVICE 7/2/13 NNMC-8 1 PLUMBING

B4SFSF OUTLET NOT WORKING, B-8, RM-2212 SERVICE 8/12/13 NNMC-8 1 ELECTRICAL

B4TNVR LIGHT OUT, B-8, RM-1242, OPTHAMOLOGY CLINIC SERVICE 9/3/13 NNMC-8 1 ELECTRICAL

B4VGV3 CEILING LEAK, B-8, 6TH FLOOR RM- 6102/6130 NMPDC SERVICE 9/27/13 NNMC-8 1 PLUMBING
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B2ZCRT FAUCET LEAK B-8 RM-3169D SERVICE 5/13/13 NNMC-8 1 PLUMBING

B4PR9K AH- FLOODING- NNMC-8- RM-5112 SERVICE 6/24/13 NNMC-8 1 PLUMBING

B4TZNC
HOT CALL - TOO HUMID - PSYCHIATRY CONTINGENCY 
SERVICE - BLDG 8, ALL ROOMS

SERVICE 9/13/13 NNMC-8 1 HVAC

B4PNFH CLOGGED TOILET - BLDG 8, RM 4141 SERVICE 6/20/13 NNMC-8 1 PLUMBING

B4PXBL
APPEARANCE OF WATER IN LIGHT IN LIGHT FIXTURE - 
WAITING AREA - BLDG 8, RM 2220

SERVICE 7/2/13 NNMC-8 1 PLUMBING

B4RTY6
CLOGGED SINK - OVERFLOWING - JANITOR CLOSET - 
BLDG 8, RM 3227A

SERVICE 7/31/13 NNMC-8 1 PLUMBING

B4V3C7 KEY STUCK IN LOCK B-8 RM-4147 SERVICE 9/16/13 NNMC-8 1 LOCKS

B4MRXD LIGHTS INOPERABLE BETWEEN BLDG 9 & 8 GARDEN SERVICE 5/21/13 NNMC-8 1 ELECTRICAL

B4SLKK AH-NO LIGHTS IN HALF OF THE CLINIC. NNMC-8,1214 SERVICE 8/16/13 NNMC-8 1 ELECTRICAL

B4TYLT
EXIT SIGN NOT LIGHTING PROPERLY - BLDG 8, OUTSIDE 
ROOMS 1244, 1317

SERVICE 9/12/13 NNMC-8 1 ELECTRICAL

B4SKDJ LIGHTS OUT B-8 MEMORIAL AUDITORIUM 3RD FLOOR SERVICE 8/15/13 NNMC-8 1 ELECTRICAL

B4TTG6 LIGHTS OUT B-8 RM-4125 SERVICE 9/6/13 NNMC-8 1 ELECTRICAL

B4PNYM Flourescent tube light out - BLDG 8, RM 2272 SERVICE 6/21/13 NNMC-8 1 ELECTRICAL

B4PWRC
FLICKERING LIGHT - PATIENT CARE ROOM - BLDG 8, RM 
1261

SERVICE 7/1/13 NNMC-8 1 ELECTRICAL

B4PTFG REPLACE LIGHTS B-8 RM-1329 CHAPEL SERVICE 6/27/13 NNMC-8 1 ELECTRICAL

B4R4RG LIGHT OUT IN CHAPEL - BLDG 8, MAIN CHAPEL AREA SERVICE 7/3/13 NNMC-8 1 ELECTRICAL

B4RMW6 REPLACE LIGHTS B-8 RM-2186 SERVICE 7/25/13 NNMC-8 1 ELECTRICAL

B2WTZN
NO LIGHTS IN ROOM - PSYCHIATRIC CONTINUITY - BLDG 
8, RM 4123

SERVICE 4/9/13 NNMC-8 1 ELECTRICAL

B2XW34 LIGHT NOT WORKING B-8 CORRIDOR SERVICE 4/17/13 NNMC-8 1 ELECTRICAL

B2XZVW LIGHTS OUT IN AN AREA B-8 RM-1327 SERVICE 4/25/13 NNMC-8 1 ELECTRICAL

B2Y82X REPAIR LIGHT FIXTURE B-8 RM- OUTSIDE 1722 SERVICE 5/2/13 NNMC-8 1 ELECTRICAL

B4SLKW
REPAIR STEAM LINE UNDER CRAWL SPACE B-8 RM-
BASEMENT

SERVICE 8/19/13 NNMC-8 1 PLUMBING

B2XVDD POWER OUT B-8 RM-5101 5TH FLOOR SERVICE 4/16/13 NNMC-8 1 ELECTRICAL

B2XYYK PRONG BROKEN OFF IN OUTLET - BLDG 8, RM 1732 SERVICE 4/23/13 NNMC-8 1 ELECTRICAL

B2ZCKY LIGHT OUT B-8 RM-3149B SERVICE 5/13/13 NNMC-8 1 ELECTRICAL

B4PCM9 REINSTALL WIP - BLDG 8, RM 2177 SERVICE 6/17/13 NNMC-8 1 ELECTRICAL

B4RGZ6 Flourescent tube light out - BLDG 8, RM 2272 SERVICE 7/16/13 NNMC-8 1 ELECTRICAL

B2WWW
N

HOT CALL - NO AIR CIRCULATION  - BLDG 8, RM ENTIRE 
CLINIC - MEDICAL READINESS - RM 2200

SERVICE 4/11/13 NNMC-8 1 HVAC
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B2WVM
M

REPLACE BULBS B-8 RM-2211, 1331I, 1329 SERVICE 4/10/13 NNMC-8 1 ELECTRICAL

B4V3DS HOT CALL, B-8, RM-4124, PCS SERVICE 9/16/13 NNMC-8 1 HVAC

B4V3GD COLD CALL, B-8, RM- 5101J, DEPT OF SURGERY SERVICE 9/16/13 NNMC-8 1 HVAC

B4RKWM HOT CALL B-8 RM-2177 SERVICE 7/22/13 NNMC-8 1 HVAC

B4RKWT COLD CALL B-8 RM-2250, 2251, & 2252 SERVICE 7/22/13 NNMC-8 1 HVAC

B4SX6N COLD CALL, B-8, 2ND FL RM-2226, DENTAL READNESS SERVICE 8/29/13 NNMC-8 1 HVAC

B4NW69 HOT CALL, B-8, RM-1331,  CHAPLIN OFFICE SERVICE 6/10/13 NNMC-8 1 HVAC

B4R4F4
COLD CALL - ADJUST TEMP - 66 DEGREES - WARRIOR 
CLINIC - BLDG 8, 3RD FLOOR

SERVICE 7/3/13 NNMC-8 1 HVAC

B4R7W3 HOT CALL, B-8, RM-1331J & 2243- PASTORAL CARE SERVICE 7/9/13 NNMC-8 1 HVAC

B4RCSJ COLD CALL, B-8, RM-2252, MEDICAL READINESS SERVICE 7/10/13 NNMC-8 1 HVAC

B4RD9Z COLD CALL B-8 RM-2251 SERVICE 7/11/13 NNMC-8 1 HVAC

B4RLMX
HOT CALL - STAGNANT AIR - NO AIR FLOW - BLDG 8, 3RD 
FLOOR - ALL WARRIOR CLINIC

SERVICE 7/23/13 NNMC-8 1 HVAC

B4SGH4 HOT CALL, B-8, RM-1330K AND CHAPEL SERVICE 8/13/13 NNMC-8 1 HVAC

B4SFLK HOT CALL, B-8, RMS-4138, 4133 & 4129, PCS SERVICE 8/12/13 NNMC-8 1 HVAC

B4SMGR AHU# 102 ACTUATOR NOT WORKING, B-8, 5TH FLOOR SERVICE 8/20/13 NNMC-8 1 HVAC

B4SSWS
BROKEN THERMASTATS, B-8, RMS-3144 & 3149, 
WARRIOR CLINIC

SERVICE 8/27/13 NNMC-8 1 HVAC

B4TXYB LIGHTS OUT, B-8, RMS 1315, 1247, 1248, & 1269 SERVICE 9/11/13 NNMC-8 1 HVAC

B4TXXY
NO VENTILATION IN 1/2 OF CLINIC - OPTHOMOLOGY - 
BLDG 8

SERVICE 9/11/13 NNMC-8 1 HVAC

B4VBLB HOT CALL B-8 RM-6118 SERVICE 9/19/13 NNMC-8 1 HVAC
B4VCZG COLD CALL, B-8, RM- 5101J, DEPT OF SURGERY SERVICE 9/23/13 NNMC-8 1 HVAC
B2SGTS HOT NETWORK,NNMC-8, RMS 1400 & SERVICE 1/28/13 NNMC-8 1 HVAC

B2VB53
AH-HOT NETWORK CLOSET, NNMC-8, RM-2275-RM-
3132

SERVICE 3/13/13 NNMC-8 1 HVAC

B4MRVB COLD CALL B-8 RM-4140 & 4125 SERVICE 5/21/13 NNMC-8 1 HVAC

B4RDVM
CHILLED WATER VALVES ON AHU-712 AND 711 ARE NOT 
OPERATING - BLDG 8, 3RD FLOOR, WARRIOR CLINIC

SERVICE 7/12/13 NNMC-8 1 HVAC

B4RMZV CHECK VALVE B-8 3RD FLOOR MECH ROOM SERVICE 7/25/13 NNMC-8 1 HVAC

B4VFWF
Packing nut on 2’’ valve is broken and leaking - BLDG 8, 
MER, Penthouse

SERVICE 9/25/13 NNMC-8 1 PLUMBING

B2SZFF VENTS B-8 RM-1329 & 1331J SERVICE 2/8/13 NNMC-8 1 HVAC

B4RRL6 Hang a wall bumper - BLDG 8, RM 3149 SERVICE 7/26/13 NNMC-8 1 STRUCTURAL

B2YB6V PAINT B-8 RM- DOOR 2275 2ND FLOOR SERVICE 5/6/13 NNMC-8 1 STRUCTURAL

B4PR9S AH- CEILING LEAK, NNMC-8 SERVICE 6/24/13 NNMC-8 1 PLUMBING

B4NXKP DOOR NOT LATCHING - BLDG 8, ROOM 41240 SERVICE 6/12/13 NNMC-8 1 LOCKS
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B4SKYW REPLACE FLOURESCENT BULBS, BLDG 8, RM 2275A SERVICE 8/16/13 NNMC-8 1 ELECTRICAL

B4RGNH AH-TOO HOT, NNMC-8, VARIOUS SERVICE 7/15/13 NNMC-8 1

B4RLPL
AH-NO A/C!  UNIT ALSO CUTS OFF ON THE WEEKEND 
AND WHEN RUNNIG IT HAS A LOW AIR FLOW. NNMC-8, 
1329, 1330 AND 1331

SERVICE 7/22/13 NNMC-8 1

B4RYCH
Sink drain has sewer gas smell, Bldg 8, Across from room 
#5133

SERVICE 8/2/13 NNMC-8 1

B4NWGX CEILING LEAK, B-8, RM-1721, EYE CLINIC SERVICE 6/10/13 NNMC-8 1 PLUMBING

B4PSZR
NO AIR FLOW, B-8, 3RD FL. RM-3169A- WARRIOR CARE 
CLINIC

SERVICE 6/26/13 NNMC-8 1 HVAC

B4R6M6 BKLG- LIGHTS OUT - B-8, RM-4124- PCS CLINIC SERVICE 7/8/13 NNMC-8 1

B4RJXW
COLD CALL - TOO COLD - ADJUST TEMP - BLDG 8, RM 
2273

SERVICE 7/19/13 NNMC-8 1

B4RJSZ -AH HANDICAP BUTTON B-8 RM-3138 SERVICE 7/18/13 NNMC-8 1

B4RL64 PATCH AND PAINT, B-8, RM-3144, WARRIOR CLINIC SERVICE 7/23/13 NNMC-8 1 FCA_PAINT

B4RRGG CHILL WATER VALVE PROBLEM, BLDG 8, 2ND FLR SERVICE 7/26/13 NNMC-8 1 HVAC

B4RSRS Patch and paint - BLDG 8, RM 3149 SERVICE 7/30/13 NNMC-8 1 FCA_PAINT

B4RSTV
LOOSE DOOR HANDLE - PERSONNEL GETTING LOCKED 
IN ROOM -  BLDG 8, FRONT DESK, RM 4124

SERVICE 7/30/13 NNMC-8 1 LOCKS

B4RV47 NEED A DOOR STOPPER, B-8, RM-1292, OPTHAMOLOGY SERVICE 7/31/13 NNMC-8 1 REPAIR

B4SNKG
LOUD BANGING & RATTLING NOISE – INTERNET CLOSET 
– LOCKED ROOM - BLDG 8, RM 1308

SERVICE 8/22/13 NNMC-8 1 ELECTRICAL

B4SM7K AHU,B-8, MECH ROOM 2ND FLOOR SERVICE 8/20/13 NNMC-8 1 HVAC
B4VF3W BROKEN DOOR HANDLE - BLDG 8, NEAR 1317 SERVICE 9/24/13 NNMC-8 1 LOCKS

B4VFHK Patch and paint:- WARRIOR CLINIC - BLDG 8, 3rd floor SERVICE 9/24/13 NNMC-8 1 FCA_PAINT

B2P6CH Hot Network Closet, B-8, RM-3231 SERVICE 1/2/13 NNMC-8 2 HVAC

B2PKKY FIRE SPRINKLER HEADS B-8 SERVICE 1/10/13 NNMC-8 1 FIRE EQUIPMENT

B2R66J
Water dripping from light fixture,Bldg 8, 2nd Deck, 
Room 2240

SERVICE 1/22/13 NNMC-8 3 PLUMBING

B2R6DM Lights need replacing ,Bldg 8, 1st Floor SERVICE 1/22/13 NNMC-8 2 ELECTRICAL

B2SRBX DOORS/ CEILING TILES / PATCH & PAINT-building #8 SERVICE 2/1/13 NNMC-8 1 PLUMBING

B2SLH7
HALLWAY CORRIDOR 1280 ALL OFFICE ARE TOO COLD 
AND SMELL OF SEWAGE, NNMC-8 AH 24 HOURS

SERVICE 1/28/13 NNMC-8 4 REPAIR

B2T3XT SELF HELP - RESECURE BOARD B-8 RM-4040 SERVICE 2/11/13 NNMC-8 1 LABOR
B2T3Z9 HANDYMAN - LOWER DESK B-8 RM-3164 SERVICE 2/11/13 NNMC-8 1 LABOR

B2TFJX
PATCH & PAINT / MISSING WALL OUTLET / FLOOR 
DRAIN HAS HOLE - REMOVE POWER STRIP - BLDG 8, RM 
3142

SERVICE 2/20/13 NNMC-8 1 MISC

B2VGNZ Lock- Dental Readiness SERVICE 3/21/13 NNMC-8 3 LOCKS

B2VJ7K
COLD CALL, B-8, RMS-3166 & 3164 WARRIOR CARE 
CLINIC

SERVICE 3/25/13 NNMC-8 1 HVAC
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B2WX6P RADIATOR LEAK, B-8, RM-3149, WARRIOR CLINIC SERVICE 4/11/13 NNMC-8 1 PLUMBING

B2XSSJ LIGHTS OUT, B-8, RM-1299, OPTHOMALOGY SERVICE 4/15/13 NNMC-8 1 ELECTRICAL

B2XW2N
AH-NO LIGHTS IN ROOM - PSYCHIATRIC CONTINUITY-
NNMC-8-RM 4123

SERVICE 4/9/13 NNMC-8 1 ELECTRICAL

B2XW4Y
AH-TOILET NOT WORKING, KEEPS RUNNING.-NNMC-60-
RM. 308

SERVICE 4/15/13 NNMC-8 1 PLUMBING

B2XW53
AH-LOCK TO WALL CABIINET WILL NOT OPEN. NEED 
DOCUMENTS FOR PATIENT VISITS-NNMC-8-RM 4147

SERVICE 4/16/13 NNMC-8 1 LABOR

B2XX6X -AH HOT CLOSET B-8 RM-5140 SERVICE 4/18/13 NNMC-8 1

B2XYV4 -AH HOT CLOSET B-8 RM-2275A SERVICE 4/22/13 NNMC-8 1

B2Y69S AH-HOT CLOSET-NNMC-8- RM-5140,6135 SERVICE 4/29/13 NNMC-8 1 HVAC

B2Y6BL AH-HOT NETWORK CLOSET.NNMC-8-RMS. 2275-A, 5140 SERVICE 4/29/13 NNMC-8 1 HVAC

B2Y5LD
AH-HOT NETWORK CLOSET.-NNMC-8-RM RMS. 2275-A, 
5140, 6135

SERVICE 4/25/13 NNMC-8 1 HVAC

B2Y972 -AH HOT CLOSET B-8 RM-2275A SERVICE 5/2/13 NNMC-8 1

B2YB94 -AH HOT CLOSET B-8 RM-6135 SERVICE 5/5/13 NNMC-8 1
B2YB9T -AH HOT CALL B-8 RM-4125 SERVICE 5/4/13 NNMC-8 1
B2YBB6 -AH HOT CLOSET B-8 RMS 2275A, 6135 SERVICE 5/5/13 NNMC-8 1

B2YRD6 -AH HOT NETWORK CLOSET B-8 RM-3121 & 6135 SERVICE 5/7/13 NNMC-8 1

B2ZCVS AH-HOT NETWORK CLOSET, NNMC-8, RM 3132 SERVICE 5/9/13 NNMC-8 1 HVAC

B4MYX3 -AH COLD CALL B-8 RM-2298 SERVICE 5/24/13 NNMC-8 1

B4MX79 -AH LIGHT CONTROLS B-8 MEMORIAL AUDITORIUM SERVICE 5/22/13 NNMC-8 1

B4NKXB LIGHTS OUT & ELECTRICAL LINE BROKEN, B- 8 & 9 SERVICE 6/4/13 NNMC-8 1 ELECTRICAL

B4SLK4 CALL BELL NOT WORKING B-9 RM-3026 SERVICE 8/19/13 NNMC-9 1 ELECTRICAL
B4PTPG CALL BELL SYSTEM ALARM B-9 RM-3523 PACU SERVICE 6/27/13 NNMC-9 1 ELECTRICAL
B4RCRD NEGETIVE PRESSURE ALARM, B-9. RM-0726- LAB SERVICE 7/10/13 NNMC-9 1 HVAC

B4SKYX
ALARM SOUNDING IN LOCKED ELECTRIC ROOM - GI 
CLINIC - BLDG 9, RM 1358

SERVICE 8/16/13 NNMC-9 1 ELECTRICAL

B4SKTF
ALARM SOUNDS EVERY TIME SOMEONE OPENS DOOR - 
BLDG 9, BASEMENT - LAB SIDE - GOING TO COURTYARD

SERVICE 8/16/13 NNMC-9 1 ELECTRICAL

B4TY6J -AH ALARM B-9 RM-3601 SERVICE 9/11/13 NNMC-9 1 ELECTRICAL

B2TGF8
LAB AIR PANEL ALARM B-10 HIGH LINE PRESSURE RM-
1101

SERVICE 2/19/13 NNMC-9 1 HVAC

B2XRKL
NEGATIVE PRESSURE ROOMS - BLDG 9, RMS 1232, 1236, 
1230

SERVICE 4/12/13 NNMC-9 1 HVAC

B2Y6G3
PRESSURE ALARMS - ONE ROOM TOO HIGH PRESSURE - 
ONE ROOM TOO LOW - BLDG 9, RMS 2671, 2674

SERVICE 5/1/13 NNMC-9 1 ELECTRICAL

B4MWJ6
ALARM SOUNDING IN ELECTRIC ROOM - BLDG 9, RM 
1963

SERVICE 5/23/13 NNMC-9 1 ELECTRICAL
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B4N64R
COLD CALL - TEMP ALARM SOUNDING - BLDG 9, RM 
0726

SERVICE 5/29/13 NNMC-9 1 ELECTRICAL

B4NZHD
OUTLET NOT WORKING - BLDG 9, RM 1500 (COPY 
ROOM)

SERVICE 6/12/13 NNMC-9 1 ELECTRICAL

B2S6MH NO POWER TO OUTLETS B-9 RM-1702 SERVICE 1/29/13 NNMC-9 1 ELECTRICAL

B2XWJJ
ALL LIGHTS OUT IN PROVIDERS OFFICE - BREAKER 
TRIPPED - BLDG 9, RM 2442

SERVICE 4/18/13 NNMC-9 1 ELECTRICAL

B4NRJL
LEAKING SKYLIGHT - BLDG 9, 2ND FLOOR OUTSIDE 
PHARMACY

SERVICE 6/7/13 NNMC-9 1 STRUCTURAL

B4SLFC REPLACE CEILING TILE - BLDG 9, 1391A SERVICE 8/19/13 NNMC-9 1 STRUCTURAL

B4TS4S REPLACE CEILING TILE B-9 RM-2748 SERVICE 9/5/13 NNMC-9 1 STRUCTURAL

B4TSJD
REPLACE MISSING CEILING TILES - BLDG 9, RMS 2982, 
1367

SERVICE 9/5/13 NNMC-9 1 STRUCTURAL

B4TSKN
REPLACE DAMAGED CEILING AROUND SPRINKLER HEAD - 
BLDG 9, RM 0509A

SERVICE 9/5/13 NNMC-9 1 STRUCTURAL

B4RG7X LIGHT COVER HANGING B-9 RM-1794 SERVICE 7/15/13 NNMC-9 1 STRUCTURAL

B4PTWC REPLACE 1 CEILING TILE - BLDG 9, RM 2920 SERVICE 6/28/13 NNMC-9 1 STRUCTURAL

B4TXSY CEILING VENTS LOOSE B-9 RM-3524 SERVICE 9/11/13 NNMC-9 1 STRUCTURAL

B2SYT7
CEILING TILES HAVE FALLEN ON TOP OF COMPUTER 
SERVICES TOWER/RACK B-9 RM-2313C -AH

SERVICE 2/7/13 NNMC-9 1 STRUCTURAL

B2XW47
CEILING TILE REPLACE & PAINT B-9 RM-1320 
TELEMEDICINE

SERVICE 4/17/13 NNMC-9 1 STRUCTURAL

B2ZCVL CEILING LEAK B-9 RM-0206 SERVICE 5/13/13 NNMC-9 1 STRUCTURAL

B4NL3W
CEILING LEAK - DRIPPING - LADIES LOCKER ROOM - 
BLDG 9, RM 0208

SERVICE 6/4/13 NNMC-9 1 STRUCTURAL

B4MPYB
RESET AHU-28 - NEEDS MANUAL RESET - BLDG 9, MER 
AHU-28

SERVICE 5/20/13 NNMC-9 1 HVAC

B4TSHX OUTLETS EXPOSE WIRES B-9 RM-2773 & 2766 SERVICE 9/5/13 NNMC-9 1 ELECTRICAL

B4RG4W -AH POWER OUT B-9 RM-330 SERVICE 7/11/13 NNMC-9 1 ELECTRICAL
B4PTJC POWER OUT B-9 RM-0303D GALLEY SERVICE 6/27/13 NNMC-9 1 ELECTRICAL

B4PS6C
REFRIGERATOR SHORT CIRCUITS OUTLET - BLDG 9, 
OUTSIDE 0745

SERVICE 6/26/13 NNMC-9 1 ELECTRICAL

B4RDFJ
POPPED CIRCUIT - AC OUTLET - NUTRITIONAL CARE - 
BLDG 9, RM 0380

SERVICE 7/11/13 NNMC-9 1 ELECTRICAL

B2Y2C3
BLOWN CIRCUIT (FUSE?) - WON'T RE-SET - BLDG 9, RM 
2516

SERVICE 4/26/13 NNMC-9 1 ELECTRICAL

B4RD3W
EMCOR ASSISTANCE - ELECTRICAL ASSISTANCE FOR 
BUILDING 9.

SERVICE 7/11/13 NNMC-9 1 ELECTRICAL

B4PT6L
REPLACE BROKEN THERMOSTAT - GENERAL SURGERY - 
BLDG 9, RM 3533

SERVICE 6/26/13 NNMC-9 1 HVAC

B2XWYM COLD CALL - BROKEN THERMOSTAT - BLDG 9, RM 2357 SERVICE 4/19/13 NNMC-9 1 HVAC

B4MRVW
Repair or replace the broken Johnson DDC thermostat - 
BLDG 9

SERVICE 5/21/13 NNMC-9 1 HVAC

B4S6Z3
OPEN SMOKE DAMPER FULLY - UROLOGY - BLDG 9 RM 
CORRIDOR - CLOSE TO 2757 & 2758

SERVICE 8/7/13 NNMC-9 1 HVAC
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B4SFRV AIR DAMPER, B-9, MECH ROOM SERVICE 8/12/13 NNMC-9 1 HVAC

B4V3VY
EXHAUST  DAMPER, B-9, RM-0216 STERILE PROCESSING 
DEPT.

SERVICE 9/17/13 NNMC-9 1 HVAC

B4NNST DOOR SEAL COMING OFF B-9 RM-NEXT TO 2578 SERVICE 6/5/13 NNMC-9 1 STRUCTURAL

B4SLZD DOOR DIFFICULT TO OPEN - BLDG 9, RM 2614 SERVICE 8/20/13 NNMC-9 1 STRUCTURAL

B4TSFF REPAIR DOORS B-9 BASEMENT AND 1ST FLOOR SERVICE 9/5/13 NNMC-9 1 STRUCTURAL

B4TSFM REPAIR DOORS B-9 2ND FLOOR SERVICE 9/5/13 NNMC-9 1 STRUCTURAL

B4TSFW REPAIR DOORS B-9 3RD & 4TH FLOOR SERVICE 9/5/13 NNMC-9 1 STRUCTURAL

B4TTGD
DOOR CLOSER STUCK OPEN - DOOR WON'T CLOSE - 
GASTR/ENT CLINIC - BLDG 9, RM 1318

SERVICE 9/6/13 NNMC-9 1 STRUCTURAL

B4TTCV REPAIR DOORS B-9 BASEMENT & 1ST FLOOR SERVICE 9/6/13 NNMC-9 1 STRUCTURAL

B4TTDK REPAIR DOORS B-9 3RD FLOOR & STAIRWELL 4-G SERVICE 9/6/13 NNMC-9 1 STRUCTURAL

B4PRZZ
REPAIR DOUBLE FIRE DOORS B-9 RM-0253 & 0501 
BASEMENT

SERVICE 6/25/13 NNMC-9 1 STRUCTURAL

B4PXN3 REPAIR DOOR B-9 RM-2985 SERVICE 7/2/13 NNMC-9 1 STRUCTURAL

B4PXCN
NEGATIVE PRESSURE - BLDG 9, ROOM 1722 - PRESSURE 
REVERSED

SERVICE 7/2/13 NNMC-9 1 STRUCTURAL

B4R97D
DOOR DOES NOT STAY OPEN B-9 RM-1812 RADIOLOGY 
DEPT.

SERVICE 7/9/13 NNMC-9 1 STRUCTURAL

B4RL6J
DOOR JAMMING - BIOMETRIC READER - BLDG 9, RM 
2303

SERVICE 7/23/13 NNMC-9 1 STRUCTURAL

B4RLY9
MAIN DOOR TO PICU WON'T WORK - HANDICAP 
BUTTON - BLDG 9, RM 3509

SERVICE 7/24/13 NNMC-9 1 STRUCTURAL

B4RVPC
DOOR JAMMED HARD TO OPEN, B-9, BETWEEN ROOMS 
0732 TO 0729- PATH LAB

SERVICE 8/1/13 NNMC-9 3 STRUCTURAL

B4NWDX DOOR KNOB LOOSE B-9 RM-2574 SERVICE 6/10/13 NNMC-9 1 STRUCTURAL

B4NPGX WARPED DOOR - SCRAPING FLOOR - BLDG 9, RM 2361 SERVICE 6/6/13 NNMC-9 1 STRUCTURAL

B4NYRT DOOR NOT SHUTTING PROPERLY B-9 RM-1507 SERVICE 6/12/13 NNMC-9 1 STRUCTURAL

B4PV39 REPAIR DOOR HINGE B-9 RM-2338 SERVICE 6/28/13 NNMC-9 1 STRUCTURAL

B4RCVJ
DOOR HINGES CAME OFF, B-9, RM-2307- PHARMACY 
LOCKER ROOM

SERVICE 7/10/13 NNMC-9 1 STRUCTURAL

B4RH4N
BROKEN DOOR IN CENTER CORE OF OR - BLDG 9, RM 
3585

SERVICE 7/16/13 NNMC-9 1 STRUCTURAL

B4RJST -AH REPAIR INTERIOR DOOR IN O.R RM 3661 SERVICE 7/17/13 NNMC-9 1 STRUCTURAL

B4RJP3 STALL DOOR OFF WALL B-9 RM-0602 SERVICE 7/18/13 NNMC-9 1 STRUCTURAL

B4RLDB DOOR HANDLE JAMS B-9 RM-3229 SERVICE 7/23/13 NNMC-9 1 STRUCTURAL
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B4RSR6
DOOR HANDLE NOT WORKING PROPERLY, B-9, 1ST FL. 
RM-1340

SERVICE 7/30/13 NNMC-9 1 STRUCTURAL

B4RV6V
PUSH BAR ON DOOR IS HANGING DOWN - STRIPPED 
SCREWS - ORGAN TRANSPLANT / NEPHROLOGY - BLDG 
9, RM 1648

SERVICE 7/31/13 NNMC-9 1 STRUCTURAL

B4RSTY MISALIGNED FRONT DOOR - PHARMACY, BLDG 9 SERVICE 7/30/13 NNMC-9 1 STRUCTURAL

B4RSJZ DOOR NOT CLOSING, B-9, RM-3128, MAIN O.R. SERVICE 7/30/13 NNMC-9 1 STRUCTURAL

B4SFR3
DOOR LOCK NOT WORKING PROPERLY, B-9, RM-1801, 
RADIOLOGY

SERVICE 8/12/13 NNMC-9 1 STRUCTURAL

B4SGVV DOOR OFF HINGES, B-9, RM-3585, O.R.9, MAIN O.R. SERVICE 8/13/13 NNMC-9 1 STRUCTURAL

B4SNLJ
AH-DOOR MAKING LOUD CLICKING  NOISE, NNMC-9, 
RM 2205

SERVICE 8/21/13 NNMC-9 1 STRUCTURAL

B4SSZC
TWO DOORS STUCK, B-9, RMS 1940 & 1917, ULTRA 
SOUND

SERVICE 8/27/13 NNMC-9 1 STRUCTURAL

B4SVLH REPAIR DOORS - BLDG 9, RMS 0823, 1340, 0260 SERVICE 8/28/13 NNMC-9 1 STRUCTURAL

B4TZWG
NEEDS FLAP ON TOP AND BOTTOM OF DOOR, B-9, RMS 
0230 & 0215, CDD

SERVICE 9/13/13 NNMC-9 1 STRUCTURAL

B4VG7M
SECURE DOOR NOT SECURING - NOT SHUTTING AND 
LOCKING - PEDIATRIC SEDATION - BLDG 9, RM 3551, 
DOOR 3542

SERVICE 9/25/13 NNMC-9 1 STRUCTURAL

B2S6ML BROKEN DOOR B-9 RM-2000 SERVICE 1/29/13 NNMC-9 1 STRUCTURAL
B2SZW2 LOCKS B-9 RM-1770 SERVICE 2/8/13 NNMC-9 1 LOCKS
B2VTTT REPAIR DOOR B-9 RM-1774 & 1778 SERVICE 3/26/13 NNMC-9 1 STRUCTURAL

B4PGRS
AUTO DOOR PUSH BUTTON BROKEN OFF - STERILE 
PROCESSING - BLDG 9, RM 0212A

SERVICE 6/18/13 NNMC-9 1 STRUCTURAL

B2WX4X DOOR OPENER B-9 RM-3577 SERVICE 4/11/13 NNMC-9 1 STRUCTURAL

B2XSTJ DOOR NOT SECURING B-9 RM-2989 SERVICE 4/15/13 NNMC-9 1 STRUCTURAL

B2XWYS
CARPET BORDER TRIP HAZARD B-9 RADIOLOGY MAIN 
DESK 1ST FLOOR

SERVICE 4/19/13 NNMC-9 1 STRUCTURAL

B2XWX2
SECURE DOOR NON-FUNCTIONAL - ELECTRONIC LOCK 
FOR DOUBLE DOORS - PICU -  BLDG 9, 3551

SERVICE 4/19/13 NNMC-9 1 STRUCTURAL

B2XWH5 DOOR REPAIR B-9 RM-1778 SERVICE 4/18/13 NNMC-9 1 STRUCTURAL

B2XZ4X
Replace: Leaking door closure /  Broken floor mounted 
door bumper - stairwell door 3F, Bldg. 9, stairwell F

SERVICE 4/23/13 NNMC-9 1 STRUCTURAL

B2Y7YX
AH-TOP OF DOOR: RUBBER DOOR STRIP LOOSE-NNMC-
9, RM-3704

SERVICE 5/1/13 NNMC-9 1 STRUCTURAL

B2Y6CJ
DOOR KEEPS SLAMMING - CLINIC DOOR - BLDG 9, 1ST 
FLOOR, RM 1448

SERVICE 5/1/13 NNMC-9 1 STRUCTURAL

B2YR6B DOOR WON'T OPEN ALL THE WAY - BLDG 9, RM 2716 SERVICE 5/8/13 NNMC-9 1 STRUCTURAL

B3269X DOOR LOCK BROKEN B-9 RM-1317 SERVICE 5/15/13 NNMC-9 1 LOCKS

B326MZ

AHDOOR NOT CLOSING ALL OF THE WAY AND NOT 
LOCKING. RESTORE TO PROPER OPERATION. NEEDS TO 
BE PULLED TO LINE UP. LOCATED ON THE SEDATION 
SIDE.- NNMC-9

SERVICE 5/14/13 NNMC-9 1 STRUCTURAL
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B326K8
Automatic Sliding Door - Bldg 9 to Bldg 55 2nd level 
(near Pharmacy)

SERVICE 5/15/13 NNMC-9 1 STRUCTURAL

B326ZJ
Restore proper operation to the double glass doors 
0699 on the West basement of building 9

SERVICE 5/16/13 NNMC-9 1 STRUCTURAL

B4MRGC DOOR MAGNETS, B-9, RMS- 1774 & 1778 RADIOLOGY SERVICE 5/20/13 NNMC-9 1 STRUCTURAL

B4MS7N DOOR HANDLE & BUMPER B-9 CORRIDOR DOOR 3100 SERVICE 5/21/13 NNMC-9 1 STRUCTURAL

B4MZ4S CABINET DOOR B-9 RM-2270 SERVICE 5/28/13 NNMC-9 1 STRUCTURAL

B4MWKD DOOR LOCK LOOSE - BLDG 9, RMS 11346 SERVICE 5/23/13 NNMC-9 1 STRUCTURAL

B4MX76 DOOR TRAPPING PEOPLE B-9 RM-2201 SERVICE 5/23/13 NNMC-9 1 STRUCTURAL
B4N4P9 DOOR OFF HINGES - TRIAGE ROOM 2 - BLDG 9, ER SERVICE 5/29/13 NNMC-9 1 STRUCTURAL

B4N9W9 BROKEN HANDLE ON DOOR B-9 RM-0380A SERVICE 5/31/13 NNMC-9 1 STRUCTURAL

B4NXCY AUTOMATIC DOORS STUCK B-9 SKYWALK SERVICE 6/11/13 NNMC-9 1 STRUCTURAL

B4NX4Y DOOR #2990 STICKS EVERY THREE MONTHS B-9 SERVICE 6/11/13 NNMC-9 1 STRUCTURAL

B4NX9P DOOR NOT CLOSING PROPERLY B-9 RM-1568 SERVICE 6/11/13 NNMC-9 1 STRUCTURAL

B4PMGD DOOR STUCK B-9 RM-1718 SERVICE 6/19/13 NNMC-9 1 STRUCTURAL

B4PMB3
METAL PLATE UNDER DOOR STICKING UP - SAFETY 
HAZARD - GLASS HALLWAY PAST ULTRA SOUND DEPT - 
BLDG 9, 1ST FLOOR

SERVICE 6/19/13 NNMC-9 1 STRUCTURAL

B4NKKY
DOORS / EXIT SIGN ILLUMINATION / SPRINKLER HEAD - 
BLDG 9

SERVICE 6/4/13 NNMC-9 1 STRUCTURAL

B4NKN4 DOOR PULLING OFF HINGES - BLDG 9A SERVICE 6/4/13 NNMC-9 1 STRUCTURAL

B4NKNZ
SPRINKLER HEAD / PANIC HARDWARE (DOUBLE DOORS) 
BLDG 10

SERVICE 6/4/13 NNMC-9 1 STRUCTURAL

B4NKTK
DOOR STICKING - CATCHES FLOOR 1/2 WAY OPEN - 
BLDG 9, RM 2503

SERVICE 6/4/13 NNMC-9 1 STRUCTURAL

B4PMKF CLOGGED DRAIN B-9 RM-1212 SERVICE 6/20/13 NNMC-9 1 PLUMBING

B4TVS7 -AH DRAIN IN BAKE SHOP IS BACKED UPB-9 RM-0330 SERVICE 9/6/13 NNMC-9 1 PLUMBING

B2XX5B
SEWAGE SPILL REPAIRS - BLDG 9, PHARMACY, RMS 
2302, 2304

SERVICE 4/19/13 NNMC-9 1 STRUCTURAL

B4MS9S
EMCOR REQUEST - Building 9, Basement, Main Electrical 
Room 0201

SERVICE 5/21/13 NNMC-9 1 ELECTRICAL

B4PGHG
EMCOR SUPPORT - Electricians support for Building 9 
Cube Farm on West side of General Surgery, 1st floor. 
To support Blood Donor Relocation

SERVICE 6/18/13 NNMC-9 1 ELECTRICAL

B4S74M AHU-42 RESET, B-9, RM 3200 MECH ROOM SERVICE 8/7/13 NNMC-9 1 HVAC

B4RDP3 SUPPLY AIR NOT ON - BLDG 9, RM 0732 - ALL MAIN LAB SERVICE 7/12/13 NNMC-9 1 HVAC

B4RJSN -AH SUPPLY FAN OUT OF SERVICE B-9 RM-3200 SERVICE 7/18/13 NNMC-9 1 HVAC
B4RMW
M

EXHAUST FAN NOT WORKING PROPERLY B-9 BASEMENT 
 RM-0380A

SERVICE 7/25/13 NNMC-9 1 HVAC
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B4VCZF SUPPLY FAN OFF B-9 MECH RM 3200 SERVICE 9/23/13 NNMC-9 1 HVAC

B2XWS2
Repair the Danfoss variable frequency drive - NNMC-9, 
New west penthouse

SERVICE 4/18/13 NNMC-9 1 HVAC

B2XZHR
LARGE PUDDLE ON FLOOR IN MORGUE - POSSIBLY 
FROM FAN - TEMP IS TOO HIGH - BASEMENT, BLDG 9

SERVICE 4/24/13 NNMC-9 1 HVAC

B4PGH9
EXHAUST FAN NOT WORKING IN MICRO BIOLOGY - 
BLDG 9, RM 0729

SERVICE 6/18/13 NNMC-9 1 HVAC

B4NRCT BROKEN SINK HANDLE - BLDG 9, RM 2573 SERVICE 6/7/13 NNMC-9 1 PLUMBING

B4SLLX
FAUCET CONSTANTLY RUNNING - SINK - LADIES 
RESTROOM - BLDG 9, 1ST FLOOR - NEXT TO WEDGE

SERVICE 8/19/13 NNMC-9 1 PLUMBING

B4SNJR
HOT WATER FAUCET WON'T TURN OFF - BLDG 9, RM 
3616

SERVICE 8/21/13 NNMC-9 1 PLUMBING

B4SNJ4
LEAKING FAUCET - LADIES RESTROOM - WATER ON 
FLOOR - BLDG 9, RM 0256

SERVICE 8/21/13 NNMC-9 1 PLUMBING

B4TXVP SINK LEAK - BLDG 9, RM 0703 SERVICE 9/11/13 NNMC-9 1 PLUMBING

B4TZW6
WATER SENSORS IN SINK NOT WORKING - BLDG 9, RM 
0745

SERVICE 9/13/13 NNMC-9 1 PLUMBING

B4V9XG
SENSOR TO AUTO-FAUCET NOT WORKING - BLDG 9, RM 
0748

SERVICE 9/18/13 NNMC-9 1 PLUMBING

B4VCC3
AUTOMATIC SINKS NOT WORKING B-9 RM-0729 & 0727 
& 0745

SERVICE 9/20/13 NNMC-9 1 PLUMBING

B2XW4J LEAKING FAUCET - BLDG 9, RM 3616 SERVICE 4/17/13 NNMC-9 1 PLUMBING

B4MYW4
HOT WATER FAUCET CONTINUES TO RUN - BLDG 9, RM 
3616

SERVICE 5/28/13 NNMC-9 1 PLUMBING

B4R6YD
CHANGE FILTERS B-9 RADIOLOGY C.T. SCANNER ROOM 
NEAR RM-1855

SERVICE 7/8/13 NNMC-9 1 HVAC

B2TF53 CHANGE AIR FILTERS B-9A MECH ROOM SERVICE 2/20/13 NNMC-9 1 HVAC

B2XVXV CHANGE FILTERS B-9 ROOF MECH ROOM SERVICE 4/17/13 NNMC-9 1 HVAC

B2XYTT
CHECK AIR FILTERS FOR AHU 54 - CHANGE IF NEEDED - 
BLDG 9, WEST, MER

SERVICE 4/23/13 NNMC-9 1 HVAC

B2YPT2
Remove and wash HVAC Stage 2 filter - Air Handler Unit 
53

SERVICE 5/8/13 NNMC-9 1 HVAC

B2YPTC
Remove and wash HVAC Stage 2 filter - Air Handler Unit 
54, BLDG 9

SERVICE 5/8/13 NNMC-9 1 HVAC

B2YPTT
Remove and wash HVAC Stage 2 filter - Air Handler Units 
55

SERVICE 5/8/13 NNMC-9 1 HVAC

B2YPVV
Remove and wash HVAC Stage 2 filter - Air Handler Unit 
56

SERVICE 5/8/13 NNMC-9 1 HVAC

B2XWFS
VINYL STRIP PULLING UP - TRIP HAZARD - BLDG 9, IN 
FRONT OF PULMONARY CLINIC

SERVICE 4/18/13 NNMC-9 1 STRUCTURAL

B4VFVX
REPAIR FIRE EXTINGUISHER DOOR - WON'T CLOSE - 
BLDG 9, CABINET 102, NEAR RM 1954

SERVICE 9/25/13 NNMC-9 1 FIRE EQUIPMENT

B4SKKY
ALARM GOING OFF, B-9, RM-3643, MAIN OPERATING 
ROOM

SERVICE 8/15/13 NNMC-9 1 ELECTRICAL

B4NWVJ CLOGGED  TOILET, B-9, RM-1332, GI SERVICE 6/11/13 NNMC-9 1 PLUMBING
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B4NLDT SINK FAUCET INOPERABLE B-9 RM-0726 SERVICE 6/5/13 NNMC-9 1 PLUMBING

B4SLJX
AH-BURNING SMELL- HVAC TECH NEEDED, NNMC-9- rm 
762

SERVICE 8/15/13 NNMC-9 1 ELECTRICAL

B4SLRN CLOGGED TOILETS B-9 RM-0227 & 3528 SERVICE 8/19/13 NNMC-9 1 PLUMBING

B4TPDG LIGHTS DEM, B9, RM-2523 SERVICE 9/3/13 NNMC-9 1 ELECTRICAL

B4SH49
SINK NOT WORKING / 2 TOILET SEATS BROKEN/ STALL 
DOORS NOT LATCHING, B-9, RM3560 WOMANS LOCKER 
ROOM MAIN OPERATION ROOM

SERVICE 8/14/13 NNMC-9 1 PLUMBING

B4SHMD REPAIR EYEWASH STATION B-9 RM-2309 SERVICE 8/14/13 NNMC-9 1 PLUMBING

B4V3DD TOILET SEAT BROKEN, B-9, RM 2355 OBGYN SERVICE 9/16/13 NNMC-9 1 PLUMBING

B4SNT9 LIGHT COVER MISSING, B-9, RM-2881 SERVICE 8/22/13 NNMC-9 1 ELECTRICAL

B4SNX6
AH-SEWAGE SMELL THROUGHOUT THE OPERATING 
ROOM. NNMC-9, RM-3532

SERVICE 8/22/13 NNMC-9 1 PLUMBING

B4TS3J TOILET COMING OFF WALL B-9 RM-3140 SERVICE 9/5/13 NNMC-9 1 PLUMBING

B4TSDK
EYEWASH STATION TOO HOT, SINK NOT WORKING B-9 
RM-0778

SERVICE 9/5/13 NNMC-9 1 PLUMBING

B4TSJM SINK LEAKING ONTO FLOOR B-9 RM-0268 MORGUE SERVICE 9/5/13 NNMC-9 1 PLUMBING

B4PPCD TOILET LEAK B-9 RM-3526 SERVICE 6/21/13 NNMC-9 1 PLUMBING
B4PR3D CLOGGED URINAL B-9 RM-0817 SERVICE 6/24/13 NNMC-9 1 PLUMBING

B4R6XB
RUNNING FAUCET B-9 RM-0819 INSIDE 0818 LOCKER 
ROOM

SERVICE 7/8/13 NNMC-9 1 PLUMBING

B4R4PY CEILING LEAK, B-9, RM-0230- CDC SERVICE 7/3/13 NNMC-9 1 PLUMBING

B4RGSS
SENSOR NOT WORKING TO AUTOMATIC FAUCET, B-9, 
BASEMENT RM-747- PATHOLOGY LAB

SERVICE 7/16/13 NNMC-9 1 PLUMBING

B4RM3W SHOWER LEAK B-9 RM-2985 SERVICE 7/24/13 NNMC-9 1 PLUMBING

B4RSF6 REPAIR WATER FOUNTAIN B-9 RM-NEAR 3551 SERVICE 7/29/13 NNMC-9 1 PLUMBING

B4RSGJ TOILET CLOGGED B-9 RM-2715 SERVICE 7/29/13 NNMC-9 1 PLUMBING
B4RVLH LIGHT OUT, B-9, RM-1691, PULMONARY SERVICE 8/1/13 NNMC-9 1 ELECTRICAL

B4S79L
AH-LADIES ROOM HAS A TOILET OVERFLOWING- NNMC-
9,1399

SERVICE 8/6/13 NNMC-9 1 PLUMBING

B4SXC9 ELECTRICAL PANEL MAIN FEED, B-9, RM-505 SERVICE 8/29/13 NNMC-9 1 ELECTRICAL

B4SX76
CLOGGED SINK / CLOGGED TOILET, B-9, RMS 2307 & 
2311, PHARMACY

SERVICE 8/29/13 NNMC-9 1 PLUMBING

B4PS3B
repair leak on 60#  MPS condensate return line in Bldg. 
9 MER 0223

SERVICE 6/25/13 NNMC-9 1 PLUMBING

B4PPS9 CLOGGED SINK B-9 RM-3036 SERVICE 6/24/13 NNMC-9 1 PLUMBING

B4R4GT
CEILING LEAK, B-9, HALLWAY OUTSIDE HOSPITAL 
DENTISTRY FRONT DESK

SERVICE 7/3/13 NNMC-9 1 PLUMBING

B4R6NJ LIGHTS OUT, B-9, RM-3360- TRANFUSION SERVICES SERVICE 7/8/13 NNMC-9 1 ELECTRICAL

B4RCLC
REPLACE SHOWER HEAD, B-9, RM-0265- MENS LOCKER 
ROOM

SERVICE 7/10/13 NNMC-9 1 PLUMBING

B4RJCK CLOGGED TOILET, B-9, RM-1758, MAIN RADIOLOGY SERVICE 7/18/13 NNMC-9 1 PLUMBING
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B4RKSV
AH-"THERE IS MOLD DEVELOPING IN LEAK OVER ENTRY 
WAY

SERVICE 7/18/13 NNMC-9 1 PLUMBING

B4RKZ9
AH-WATER LEAK IN TWO ROOMS COMING THROUGH 
THE WALLS, nnmc-9,ROOMS:2288+2201

SERVICE 7/20/13 NNMC-9 1 PLUMBING

B4RLVW CLOGGED TOILET B-9 RM-1332A SERVICE 7/24/13 NNMC-9 1 PLUMBING
B4RSTZ CEILING LEAKS, B-9, OUTSIDE RM-3026, PACU SERVICE 7/30/13 NNMC-9 1 PLUMBING

B4RSWJ CEILING LEAK, B-9, 2ND FL. HALLWAY NEAR THE LAB SERVICE 7/30/13 NNMC-9 1 PLUMBING

B4S4Y3
CLOGGED TOILET B-9 RM-1399 RECOVERY SIDE GI 
CLINIC

SERVICE 8/5/13 NNMC-9 1 PLUMBING

B4S6L3 LIGHTS OUT, B-9, RM-1676, JANITORS CLOSET SERVICE 8/6/13 NNMC-9 1 ELECTRICAL

B4SMVC
CLOGGED WATER FOUNTAIN, B-9, NEAR MAIN 
RADIOLOGY

SERVICE 8/21/13 NNMC-9 1 PLUMBING

B4SMFN
PANEL OF3E, BREAKER # 7, B-9, RM 0505 ELECTRICAL 
ROOM

SERVICE 8/20/13 NNMC-9 1 ELECTRICAL

B4SM6V AH-OUTLETS NOT WORKING, NNMC-9, RM 380 SERVICE 8/17/13 NNMC-9 1 ELECTRICAL

B4STC7
LOW WATER PRESSURE, B-9,  BASEMENT, RM-205A, 
STERILE PROCESSING DEPARTMENT

SERVICE 8/27/13 NNMC-9 1 PLUMBING

B4STKN
SINK HANDLE /TOILET SEAT/ LIGHTS OUT, B-9, RM-
3616,PAIN CLINIC

SERVICE 8/28/13 NNMC-9 1 PLUMBING

B4ST9W LIGHT OUT, B-9, 1ST FL. NEPHROLOGY FRONT DESK SERVICE 8/27/13 NNMC-9 1 ELECTRICAL

B4STBF PIPE LEAK, B-9, 1ST FL. RM-1568, NEPHROLOGY SERVICE 8/27/13 NNMC-9 1 PLUMBING

B4SVLS
OUTLET NOT WORKING, B-9, RM-2614, SURGERY 
DEPARTMENT

SERVICE 8/29/13 NNMC-9 1 ELECTRICAL

B4SVBG SINK LEAKING B-9 RM-3009 SERVICE 8/28/13 NNMC-9 1 PLUMBING
B4SXSZ SINK CLOGGED B-9 RM-0742 SERVICE 8/30/13 NNMC-9 1 PLUMBING
B4TNVD LIGHTS OUT IN STORAGE  B-9 RM-380 SERVICE 9/3/13 NNMC-9 1 ELECTRICAL

B4TNVX
CLOGGED SINK & NO HOT WATER, B-9, WEDGE COFFEE 
SHOP

SERVICE 9/3/13 NNMC-9 1 PLUMBING

B4TNWK LIGHT OUT, B-9, RM-2870, CARDIOLOGY CLINIC SERVICE 9/3/13 NNMC-9 1 ELECTRICAL

B4TP9D
TOILET NOT WORKING, bldg. 9  2nd deck in the OB clinic 
room

SERVICE 9/3/13 NNMC-9 1 PLUMBING

B4TRWW FAUCETS & TOILETS NOT WORKING B-9 RM-2202 SERVICE 9/4/13 NNMC-9 1 PLUMBING

B4TRYF LEAKING FAUCET B-9 RM-1913 SERVICE 9/4/13 NNMC-9 1 PLUMBING

B4TVBZ FAUCET CAME OFF, B-9, 3RD FL. RM-3600, PAIN CLINIC SERVICE 9/9/13 NNMC-9 1 PLUMBING

B4TYC4 OUTLET NOT WORKING, B-9,  RM-0383- GALLEY SERVICE 9/11/13 NNMC-9 1 ELECTRICAL

B4TWY9 LIGHT OUT, B-9, RM-2362, GYN SERVICE 9/10/13 NNMC-9 1 ELECTRICAL

B4TZGV CEILING LEAK, B-9, RM-2003 WFCC SERVICE 9/13/13 NNMC-9 1 PLUMBING

B4TZGM LIGHT OUT, B-9, RM-1373 GI CLINIC SERVICE 9/13/13 NNMC-9 1 ELECTRICAL

B4V3GC RESTORE SINKS B-9 RM-1201 SERVICE 9/16/13 NNMC-9 1 PLUMBING

B4TZ3C
SHOWER NOT WORKING, B-9, RM-3576 PACU, LOCKER 
ROOM

SERVICE 9/12/13 NNMC-9 1 PLUMBING

B4TZNS
FAUCET SENSOR NOT WORKING, B-9, RM-0729, LAB ( 
SEROLOGY)

SERVICE 9/13/13 NNMC-9 1 PLUMBING
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B4TZS9 CEILING LEAK, B-9, RM-1766, RADIOLOGY SERVICE 9/13/13 NNMC-9 1 PLUMBING

B4VB6J LIGHT FIXTURE / , B-9, RM 1178 SERVICE 9/18/13 NNMC-9 1 ELECTRICAL

B4VB6L
SINK NOT OPERATIONAL AND DOOR HANDLE LOOSE , B-
9, RM 1177

SERVICE 9/18/13 NNMC-9 1 PLUMBING

B4V4CX -AH REPAIR EYEWASH STATIONS B-9 SERVICE 9/17/13 NNMC-9 1 PLUMBING

B4V4CC OUTLET NOT WORKING, B9, RADIOLOGY FRONT DESK SERVICE 9/17/13 NNMC-9 1 ELECTRICAL

B4V9SB CEILING TILES, B-9, RM-3560, MAIN OR. SERVICE 9/18/13 NNMC-9 1 PLUMBING

B4V9XN
LIGHTS OUT, B-9, RM-1321 HELATH CARE MANAGMENT 
TRICARE

SERVICE 9/18/13 NNMC-9 1 ELECTRICAL

B4V9YR
TOILET NOT WORKING/ SINK - LADIES & MEN 
RESTROOMS- BLDG 9, RM 1202 & 1201

SERVICE 9/18/13 NNMC-9 1 PLUMBING

B4VBRJ URINAL CLOGGED B-9 RM-1677 SERVICE 9/19/13 NNMC-9 1 PLUMBING

B4VBGK
SINK COMING OFF WALL - B-9, BASEMENT RM-0817, 
LAB

SERVICE 9/19/13 NNMC-9 1 PLUMBING

B4VDZG
SURGICAL LIGHTS HAVE NO POWER, B-9, RMS 2674 & 
2671 OFMS

SERVICE 9/24/13 NNMC-9 1 ELECTRICAL

B4VDCR
FAUCET HANDLE NOT WORKING PROPERLY, B-9 
RM1796 BATHROOM

SERVICE 9/23/13 NNMC-9 1 PLUMBING

B4VDCW
CEILING LEAK, B-9, RMS- 1222 & 1223 GENERAL 
SURGERY

SERVICE 9/23/13 NNMC-9 1 PLUMBING

B4VFFS CEILING TILE, B-9, RM 0506A, SERVICE 9/24/13 NNMC-9 1 PLUMBING

B4VFRS
FAUCET HANDLE NOT WORKING PROPERLY / HOT 
WATER FAUCET LEAKS, B-9, RMS-3616 & 3555 PAIN 
CLINIC AND PICU

SERVICE 9/25/13 NNMC-9 1 PLUMBING

B4VFRV PIPE LEAKING, B-1, HOUSEKEEPING CLOSET SERVICE 9/25/13 NNMC-9 1 PLUMBING
B4VFJN -AH CLOGGED TOILET B-9 RM-3513 SERVICE 9/23/13 NNMC-9 1 PLUMBING
B4VGXN CLOGGED SINK, B-9, BASEMENT, RM-0817, LAB SERVICE 9/27/13 NNMC-9 1 PLUMBING

B4VGW4
WATER FOUNTAIN LEAK, B-9, NEAR DOOR 3172, MAIN 
OPERATION ROOM

SERVICE 9/27/13 NNMC-9 1 PLUMBING

B2RPN4 TOILET LEAK B-9 RM-1537 SERVICE 1/28/13 NNMC-9 1 PLUMBING

B2S6NY URINAL STOPPED UP, B-9, RM-1677 MALE RESTROOM SERVICE 1/29/13 NNMC-9 3 PLUMBING

B2TV9T FAUCET LEAK B-9 RM-3664 SERVICE 3/4/13 NNMC-9 1 PLUMBING
B2TVNN TOILET CLOGGED B-9 RM-1249 SERVICE 3/4/13 NNMC-9 1 PLUMBING
B2TX4P CLOGGED TOILET B-9 RADIOLOGY RM-1758 SERVICE 3/5/13 NNMC-9 1 PLUMBING
B2XSZ5 CLOGGED TOILET B-9 RM-1202 SERVICE 4/15/13 NNMC-9 1 PLUMBING

B2XTCC
CEILING LIGHT FALLING OUT - NNMC-9 RM-TRE 1, FLR-
1ST

SERVICE 4/12/13 NNMC-9 1 ELECTRICAL

B2XWJC TOILET CLOGGED B-9 RM-3676 SERVICE 4/18/13 NNMC-9 1 PLUMBING
B2XYG6 CLOGGED TOILET RM-2437 RM-9 GYN CLINIC SERVICE 4/22/13 NNMC-9 1 PLUMBING

B2XYJM NO HOT WATER B-9 RM-1780 BREAKROOM SERVICE 4/22/13 NNMC-9 1 PLUMBING

B2XZXW URINAL CLOGGED B-9 RM-1913 SERVICE 4/25/13 NNMC-9 1 PLUMBING
B2Y6GK CLOGGED TOILET B-9 RM-1536 SERVICE 5/1/13 NNMC-9 1 PLUMBING
B2Y948 CLOGGED DRAIN B-9 GALLEY RM-0315A SERVICE 5/3/13 NNMC-9 1 PLUMBING
B2YD92 CLOGGED SINK - BLDG 9, RM 2225 SERVICE 5/7/13 NNMC-9 3 PLUMBING
B2ZCKL EYEWASH STATION INOPERABLE B-9 RM-2557 SERVICE 5/13/13 NNMC-9 1 PLUMBING
B326HT CLOGGED SINK B-9 RM-2279 SERVICE 5/15/13 NNMC-9 1 PLUMBING
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B32724 CLOGGED TOILET B-9 RM-1210 SERVICE 5/16/13 NNMC-9 1 PLUMBING

B4MYRT ICE MACHINE INOPERABLE B-9 RM-3036 SERVICE 5/28/13 NNMC-9 1 PLUMBING

B4MWJX ICE MACHINE LEAK B-9 5TH FLOOR RM-5017 SERVICE 5/23/13 NNMC-9 1 PLUMBING

B4MZ6G EYEWASH STATION INOPERABLE B-9 RM-ACROSS 3532 SERVICE 5/28/13 NNMC-9 1 PLUMBING

B4N9VD TOILET CLOGGED B-9 RM-1882 SERVICE 5/31/13 NNMC-9 1 PLUMBING
B4NXF4 EYEWASH PRESSURE ISSUE B-9 RM-0829 SERVICE 6/11/13 NNMC-9 1 PLUMBING

B4NKM6 CLOGGED SINKS B-9 RM-2307 PHARMACY LADIES ROOM SERVICE 6/4/13 NNMC-9 1 PLUMBING

B4RY4C Crack in Floor, Bldg 9, 3rd Flr, OR 17 SERVICE 8/2/13 NNMC-9 1 STRUCTURAL

B4NWBW CARPET LIFTED HALLWAY 1917 ULTRASOUND SERVICE 6/10/13 NNMC-9 1 STRUCTURAL

B4PRDZ REPAIR FLOOR TILES B-9 RM-3643 & 3662 MAIN O.R. SERVICE 6/25/13 NNMC-9 1 STRUCTURAL

B4S6BZ
DAMAGED FLOOR & BUCKLING B-9 RM-2456 THROUGH 
2990

SERVICE 8/6/13 NNMC-9 1 STRUCTURAL

B4SNY7
LOOSE STRIPPING B-9 RM-RADIOLOGY WAITING AREA 
1ST FLOOR

SERVICE 8/22/13 NNMC-9 1 STRUCTURAL

B4TX9T REPAIR CARPET B-9 NEUROSURGERY LOBBY AREA SERVICE 9/10/13 NNMC-9 1 STRUCTURAL

B2TF7L FLOOR TILES MISSING B-9 RM-1947 SERVICE 2/20/13 NNMC-9 1 STRUCTURAL

B4MS6X FLOOR TILE B-9 LOBBY 0501 SERVICE 5/21/13 NNMC-9 1 STRUCTURAL

B4MXYD
PLUGGED IN EQUIPMENT - POPPED BREAKER - BLDG 9, 
RM NEAR RM 0072

SERVICE 5/24/13 NNMC-9 1 APPLIANCE

B2TVBW Self-Help-Relocate Furniture, Bldg 9, GI Clinic SERVICE 3/4/13 NNMC-9 1 LABOR
B2VDSR Clean Steam Generator - Bldg. 09, Roof MER SERVICE 3/19/13 NNMC-9 1 HVAC
B4PX9H HOT CALL - HOT AND STICKY - BLDG 9, RM 1568 SERVICE 7/2/13 NNMC-9 1 HVAC

B2Y5M2
HIGH HUMIDITY - ORAL MAX SURGERY (OR1) - BLDG 9, 
RM 2675

SERVICE 4/30/13 NNMC-9 1 HVAC

B2YRP5 HUMIDITY IN OR IS TOO HIGH - BLDG 9, RM 2675 SERVICE 5/9/13 NNMC-9 1 HVAC
B4RY3J Ice Machine Drain Clogged, Bldg 9, Rm 3549 SERVICE 8/2/13 NNMC-9 1 APPLIANCE

B4SL3J
ICE MACHINE WON'T DISPENSE ICE - BLOOD BANK - 
BLDG 9, RM 3360

SERVICE 8/16/13 NNMC-9 1 APPLIANCE

B4SNYC ICE MACHINE NOT WORKING B-9 RM-3549 SERVICE 8/22/13 NNMC-9 1 APPLIANCE

B4SVMH ICE MACHINE IS NOT MAKING ICE - B-9 RM-3549 SERVICE 8/29/13 NNMC-9 1 APPLIANCE

B4SXNT -AH ICE MACHINE NOT WORKING B-19 RM-3549 SERVICE 8/29/13 NNMC-9 1 APPLIANCE

B4SM3D CLOGGED TOILET - WON'T FLUSH - BLDG 9, RM 1646 SERVICE 8/20/13 NNMC-9 1 PLUMBING

B4TS7H
WATER TOO HOT - NO COLD WATER - EYEWASH 
STATION AND NEARBY SINKS - BATHROOM (RM 1689) - 
 BLDG 9, RM 1705

SERVICE 9/5/13 NNMC-9 1 PLUMBING

B4RYD3
OVERFLOWING TOILET - CLOGGED - SLEEP LAB - BLDG 9, 
RM 2994

SERVICE 8/2/13 NNMC-9 1 PLUMBING

B4S9KR
CLOGGED SINK - PATIENT BATHROOM - BLDG 9, RM 
2747C

SERVICE 8/8/13 NNMC-9 1 PLUMBING

B4PMHV
WATER TEMP TOO LOW - NEEDS FOR STERILIZING - 
STONE CENTER - BLDG 9, RM 3232

SERVICE 6/19/13 NNMC-9 1 PLUMBING
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B4P9YS
LEAKING WATER FOUNTAIN - WATER ON FLOOR - BLDG 
9, NEAR 2539

SERVICE 6/14/13 NNMC-9 1 PLUMBING

B4PTXM CLOGGED TOILET - BLDG 9, RM 3107A - MOR SERVICE 6/28/13 NNMC-9 1 PLUMBING
B4RGKT SINK AND TOILET CLOGGED UP - BLDG 9, RM 2307 SERVICE 7/16/13 NNMC-9 1 PLUMBING
B4RGG9 CLOGGED TOILET - BLDG 9, RM 1332A SERVICE 7/16/13 NNMC-9 1 PLUMBING

B4RMXR
LEAKING SINK - UNER SINK - ON FLOOR - PULMONARY 
EXAM ROOM  - BLDG 9, RM 1686

SERVICE 7/25/13 NNMC-9 1 PLUMBING

B4RSTM CLOGGED TOILET (OVERFLOWING) - BLDG 9, RM 2510A SERVICE 7/30/13 NNMC-9 1 PLUMBING

B4SL47
SHOWER HEAD HOLDER BROKEN - NEEDS TO BE 
REPLACED - SLEEP CENTER - BLDG 9, RM 2985

SERVICE 8/16/13 NNMC-9 1 PLUMBING

B4SND9
Four (4) of 6 sinks not working - Toilet stopped up in 
stall - Building #9, 1st floor, Men's restroom #1677

SERVICE 8/21/13 NNMC-9 1 PLUMBING

B4TYHV
CLOGGED TOILET - LADIES RESTROOM - NEAR 
ESCALATORS - BLDG 9, RM 1202

SERVICE 9/11/13 NNMC-9 1 PLUMBING

B4TZGL
EYEWASH STATION TOO WARM - ICU PHARMACY - 
BLDG 9, RM 3016

SERVICE 9/13/13 NNMC-9 1 PLUMBING

B2Y2FS CLOGGED TOILET - BLDG 9, RM 2715C SERVICE 4/26/13 NNMC-9 1 PLUMBING

B4NHWD CLOGGED TOILET - OVERFLOWING - BLDG 9, RM 1201 SERVICE 6/3/13 NNMC-9 1 PLUMBING

B4PHXM
LEAKING WATER FOUNTAIN - PUDDLING ON FLOOR - 
BLDG 9, NEAR 2539

SERVICE 6/19/13 NNMC-9 1 PLUMBING

B4NWFT
LIGHTS OUT & LIGHT FIXTURE, B-9, RMS 1794 & 1781- 
RADIOLOGY

SERVICE 6/10/13 NNMC-9 1 ELECTRICAL

B4SLXL
LIGHT OUT - PATHOLOGY/HEMATOLOGY LAB - BLDG 9, 
RM 0777

SERVICE 8/19/13 NNMC-9 1 ELECTRICAL

B4SLN6 REPLACE BULBS B-9 RM-2802 SERVICE 8/19/13 NNMC-9 1 ELECTRICAL

B4V44S B-9 BASEMENT LIGHT RM-0818 SERVICE 9/17/13 NNMC-9 1 ELECTRICAL

B4TTFZ
BATHROOM LIGHT OUT - SPIRAL FLUORESCENT - 
PATIENT ROOM - BLDG 9, RM 3506

SERVICE 9/6/13 NNMC-9 1 ELECTRICAL

B4PNWG LIGHTS OUT B-9 RM-1336 SERVICE 6/21/13 NNMC-9 1 ELECTRICAL

B4PRBG LIGHT OUT B-9 RM-1823 SERVICE 6/24/13 NNMC-9 1 ELECTRICAL

B4PWZY
3 PODS OF FLOURESCENT LIGHTS OUT - WHOLE ROW - 
ANATOMIC PATHOLOGY - BLDG 9, RM 0843

SERVICE 7/1/13 NNMC-9 1 ELECTRICAL

B4R976 LIGHTS OUT B-9 RM-1816 RADIOLOGY SERVICE 7/9/13 NNMC-9 1 ELECTRICAL

B4R993 LIGHT OUT B-9 RM-2834 UROLOGY BATHROOM SERVICE 7/9/13 NNMC-9 1 ELECTRICAL

B4R973
LIGHT BULBS OUT - BATHROOM - OVER SINK - BLDG 9, 
RM 3140

SERVICE 7/9/13 NNMC-9 1 ELECTRICAL

B4RKYF LIGHTS OUT B-9 RM-2312 PHARMACY SERVICE 7/22/13 NNMC-9 1 ELECTRICAL

B4RLVR REPLACE LIGHTS B-9 RM-0817 & 0819 SERVICE 7/24/13 NNMC-9 1 ELECTRICAL

B4SBBW REPLACE FLUORESCENT LIGHTS - BLDG 9, RM 1281 SERVICE 8/9/13 NNMC-9 1 ELECTRICAL

B4PGMD LIGHTS OUT. REALLY DARK B-9 RM-2617 SERVICE 6/18/13 NNMC-9 1 ELECTRICAL
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B4PPTD LIGHT OUT B-9 RM-1212 SERVICE 6/24/13 NNMC-9 1 ELECTRICAL

B4PXP7 LIGHTS OUT B-9 RM-3532 MAIN OR. SERVICE 7/2/13 NNMC-9 1 ELECTRICAL

B4PV4F REPLACE BULBS B-9 RM-1682 SERVICE 6/28/13 NNMC-9 1 ELECTRICAL

B4R3JB NO LIGHTS B-9 RM-0774 SERVICE 7/2/13 NNMC-9 1 ELECTRICAL

B4RGGV NO OVERHEAD LIGHTS IN LAB - BLDG 9, RM 2750 SERVICE 7/16/13 NNMC-9 1 ELECTRICAL

B4RHLK LIGHT OUT B-9 RM-1841 SERVICE 7/17/13 NNMC-9 1 ELECTRICAL

B4RMSS LIGHTS OUT B-9 RM-1775 SERVICE 7/25/13 NNMC-9 1 ELECTRICAL

B4RTYN
FLOURESCENT LIGHTS OUT - MICRO BIOLOGY LAB - 
BLDG 9, RM 0733

SERVICE 7/31/13 NNMC-9 1 ELECTRICAL

B4S6FF LIGHTS OUT B-9 RM-2743 SERVICE 8/6/13 NNMC-9 1 ELECTRICAL

B4SGBR LIGHT OUT - OB CLINIC - BLDG 9, RM 2270 SERVICE 8/13/13 NNMC-9 1 ELECTRICAL

B4SMFB LIGHTS OUT B-9 RM-2436 SERVICE 8/20/13 NNMC-9 1 ELECTRICAL

B4STGM
1 FLUOURESCENT LIGHT OUT IN ALCOVE - BLDG 9, RM 
0601

SERVICE 8/27/13 NNMC-9 1 ELECTRICAL

B4STKS
REPLACE 2 FLUORESCENT LIGHT BULBS - BLDG 9, RM 
1652

SERVICE 8/28/13 NNMC-9 1 ELECTRICAL

B4V3HY LIGHTS OUT B-9 RM-2742 SERVICE 9/16/13 NNMC-9 1 ELECTRICAL

B4TZLH FLICKERING FLUORESCENT LIGHT - BLDG 9, RM 1373 SERVICE 9/13/13 NNMC-9 1 ELECTRICAL

B4VBK4
LIGHTS OUT B-9 STAIRWELL BESIDE EAST BANK 
ELEVATOR

SERVICE 9/19/13 NNMC-9 1 ELECTRICAL

B4VBVH -AH LIGHTS OUT B-9 RM-3129 MAIN OR SERVICE 9/18/13 NNMC-9 1 ELECTRICAL

B2XTC2 LIGHT BULBS REPLACE B-9 RM-1246 SERVICE 4/16/13 NNMC-9 1 ELECTRICAL

B2XVNS LIGHTS OUT B-9 RM-1360 SERVICE 4/17/13 NNMC-9 1 ELECTRICAL

B2XW25 LIGHT OUT B-9 RM-1808 SERVICE 4/17/13 NNMC-9 1 ELECTRICAL

B2XWZK LIGHT OUT B-9 RM-3517A SERVICE 4/19/13 NNMC-9 1 ELECTRICAL

B2XYMS LIGHTS OUT B-9 RM-1947 SERVICE 4/22/13 NNMC-9 1 ELECTRICAL

B2XZ7K
Replace burned out fluorescent bulbs - Bldg 9, Stairwell 
I, between 1st and 2nd floors

SERVICE 4/24/13 NNMC-9 1 ELECTRICAL

B2Y6N7 NEEDS 4 RECESSED LIGHTS - BLDG 9, RM 1945 SERVICE 5/1/13 NNMC-9 1 ELECTRICAL

B326ZF LIGHTS OUT B-9 RM-0188 SERVICE 5/16/13 NNMC-9 1 ELECTRICAL

B327DT LIGHTS B-9 RM-0604 SERVICE 5/17/13 NNMC-9 1 ELECTRICAL
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B3277X
Light in shower is blinking - won't turn off - Bldg 9, Rm 
0765

SERVICE 5/17/13 NNMC-9 1 ELECTRICAL

B4MWP7 LIGHTS OUT B-9 RM-1702 SERVICE 5/23/13 NNMC-9 1 ELECTRICAL

B4NHKT BLINKING LIGHT - BLDG 9, RM 2355 SERVICE 6/3/13 NNMC-9 1 ELECTRICAL

B4NWZK LIGHT OUT B-9 RM-1769 SERVICE 6/11/13 NNMC-9 1 ELECTRICAL

B4NWG4 LIGHTS OUT B-9 RM-2312 OUTPATIENT PHARMACY SERVICE 6/10/13 NNMC-9 1 ELECTRICAL

B4PG66 2 LIGHT OUTS - FLOURESCENT - BLDG 9, RM 2738 SERVICE 6/17/13 NNMC-9 1 ELECTRICAL

B4RJHC
BLOWER TO FUME HOOD NOT WORKING - BLDG 9, RM 
3669

SERVICE 7/18/13 NNMC-9 1 HVAC

B4SMS4 PATCH & PAINT B-9 RM-1859 HALLWAY SERVICE 8/21/13 NNMC-9 1 FCA_PAINT

B4NHNK PATCH & PAINT - BLDG 9, RM 2675, 2677 SERVICE 6/3/13 NNMC-9 1 FCA_PAINT

B4NNTH PIPE COVER BROKEN B-9 RM-1362 SERVICE 6/5/13 NNMC-9 1 PLUMBING

B4SLHL
SMALL LEAK FROM PIPE B-9 STAIRWELL 9C BASEMENT 
FLOOR

SERVICE 8/19/13 NNMC-9 1 PLUMBING

B4PXCW
LEAKING PIPE UNDERNEATH SINK - CLOSE TO 
OVERFLOWING - BLDG 9 PHARMACY, RM 2303A

SERVICE 7/2/13 NNMC-9 1 PLUMBING

B4PGLM
Repair the leak at the sensor fitting - Room 0223A, BLDG 
9

SERVICE 6/18/13 NNMC-9 1 PLUMBING

B4RRBY
2 PIPE LEAKS - BETWEEN BLDGS 9 & 10, IST FLOOR / 
BLDG 9, RM O223

SERVICE 7/26/13 NNMC-9 1 PLUMBING

B4RTYP LEAK UNDER SINK, B-9, RM-0330 SERVICE 7/31/13 NNMC-9 1 PLUMBING

B4SXNW -AH LEAKING FROM CEILING B-19 RM-206 SERVICE 8/29/13 NNMC-9 1 PLUMBING

B4TYVP
HISSING SOUND FROM CEILING, B-9, RM-2966, MAIN 
OPERATING ROOM

SERVICE 9/12/13 NNMC-9 1 HVAC

B4VGB3 -AH REMOVE LEAKING STEAM PIPE B-9 RM-3660 SERVICE 9/25/13 NNMC-9 1 PLUMBING
B2NY2X PIPE UNDER SINK IS BROKEN. B-9 RM-2750 SERVICE 1/7/13 NNMC-9 1 PLUMBING
B4NLHC POWER OUT B-9 RM-2209 & 2210 SERVICE 6/5/13 NNMC-9 1 ELECTRICAL

B4SM94
OUTLET NOT WORKING - SURGE PROTECTOR BURNED - 
FD CALLED & CLEARED - BLDG 9, RM 0383 - GALLEY

SERVICE 8/20/13 NNMC-9 1 ELECTRICAL

B4PWJZ
POWER OUTAGE - 5 ROOMS - BLDG 9, RMS 0234, 0237, 
0239, 0240, 0241

SERVICE 7/1/13 NNMC-9 1 ELECTRICAL

B4R96F POWER OUT B-9 RM-1530 NEUROSURGERY CLINIC SERVICE 7/9/13 NNMC-9 1 ELECTRICAL
B4SB3M NO POWER TO OUTLETS - BLDG 9, RM 1812 SERVICE 8/9/13 NNMC-9 1 ELECTRICAL

B4NW7N
POWER OUT B-9 RM-1321 TELEMEDICINE INSIDE RM 
1320

SERVICE 6/10/13 NNMC-9 1 ELECTRICAL

B4NZKW POWER OUT B-9 RM-1530 SERVICE 6/12/13 NNMC-9 1 ELECTRICAL

B4PRLN NO POWER TO OUTLETS - OFFICE - BLDG 9, RM 1713 SERVICE 6/25/13 NNMC-9 1 ELECTRICAL

B4R494
ALL OUTLETS NOT WORKING - PANEL # 0A112 - #6  - , 
CLAIM SERVICES LAB - BASEMENT, BLDG 9, RM 0781

SERVICE 7/3/13 NNMC-9 1 ELECTRICAL
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B4R4HG
CAP OFF OUTLET SO NO ONE CAN USE - BLDG 9, RM 
0711A

SERVICE 7/3/13 NNMC-9 1 ELECTRICAL

B4R6BH NO POWER B-9 RM-0345 & 0349 SERVICE 7/5/13 NNMC-9 1 ELECTRICAL

B4RRCB NO POWER - BREAK ROOM - BLDG 9, RM 0718 SERVICE 7/26/13 NNMC-9 1 ELECTRICAL

B4RMMJ
REPLACE 2 OUTLETS NEAR SINK WITH GFCI - BLDG 9, RM 
1823

SERVICE 7/25/13 NNMC-9 1 ELECTRICAL

B4RVBY NO POWER TO OUTLETS B-9 RM-3530 SERVICE 7/31/13 NNMC-9 1 ELECTRICAL

B4VD4V -AH NO POWER B-9 RM- 351 BASEMENT SERVICE 9/20/13 NNMC-9 1 ELECTRICAL

B4PGCW
RESTORE POWER TO CUBICLE - BLDG 9, NEAR ROOM 
1321C

SERVICE 6/17/13 NNMC-9 1 ELECTRICAL

B2SYVH
POWER OUTAGE, BURNING SMELL FROM PANEL B-9 
GALLEY -AH

SERVICE 1/31/13 NNMC-9 1 ELECTRICAL

B4PGNS NO POWER TO OUTLET B-9 RM-0760 SERVICE 6/18/13 NNMC-9 1 ELECTRICAL

B2XVTW POWER OUT B-9 RM-2925 SERVICE 4/17/13 NNMC-9 1 ELECTRICAL

B2XWXM NO POWER TO TV B-9 RM-1664 SERVICE 4/19/13 NNMC-9 1 ELECTRICAL

B2XYRL OUTLETS NOT WORKING - BLDG 9, RM 1739 SERVICE 4/23/13 NNMC-9 1 ELECTRICAL

B2XZ9F
2 OUTLETS NOT WORKING - INSIDE MRI SCANNER 
ROOM - BLDG 9, RM 3123

SERVICE 4/24/13 NNMC-9 1 ELECTRICAL

B2Z9XJ
OUTLET NOT WORKING - POWERS COMPUTER - BLDG 9, 
RM 3538

SERVICE 5/10/13 NNMC-9 1 ELECTRICAL

B2ZCPD NO POWER B-9 RM-1304A & 1320 SERVICE 5/13/13 NNMC-9 1 ELECTRICAL

B326T5 POWER OUT B-9 RM-2719 & 2710, 2709 SERVICE 5/16/13 NNMC-9 1 ELECTRICAL

B4NHJS
OUTLET TOO CLOSE TO SINK - NOT GFCI - BLDG 9, RM 
1373

SERVICE 6/3/13 NNMC-9 1 ELECTRICAL

B4PM9R
UPGRADE OUTLET TO 220V - EXISTING OUTLET - BLDG 9, 
RM 2557

SERVICE 6/19/13 NNMC-9 1 ELECTRICAL

B4PXMG
Restore power to utility pole (electric pole) and ensure 
safe functionality - BLDG 9, GALLEY

SERVICE 7/2/13 NNMC-9 1 ELECTRICAL

B4TZLS
BROKEN DOOR LOCK - LOOSE SCREWS - STRIPPED 
SCREW HOLES - METAL DOOR - PACU - BLDG 9, RM 3026

SERVICE 9/13/13 NNMC-9 1 LOCKS

B2ZCG9 LOCK BROKEN B-9 RM-2435 SERVICE 5/13/13 NNMC-9 1 LOCKS

B4NXCC DOOR NOT WORKING PROPERLY B-9 RM-1684 SERVICE 6/11/13 NNMC-9 1 LOCKS

B2RYSM FRIDGE B-9 RM-0330F SERVICE 1/29/13 NNMC-9 1 APPLIANCE
B4SLHS BROKEN TOILETS - BLDG 9, RMS 0225 SERVICE 8/19/13 NNMC-9 1 PLUMBING
B4SHFT TOILET NOT WORKING B-9 RM-3105A SERVICE 8/14/13 NNMC-9 1 PLUMBING

B4TS3N
DOOR NOT WORKING B-9 RM-2303 PHARMACY MAIN 
OFFICE

SERVICE 9/5/13 NNMC-9 1 STRUCTURAL

B4RVMW BROKEN FLOOR TILES B-9 RM-2555 MAIN ENTRANCE SERVICE 8/1/13 NNMC-9 1 STRUCTURAL

B4PTZC TOILET NOT FLUSHING B-9 RM-1689 SERVICE 6/28/13 NNMC-9 1 PLUMBING
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B4SVMV REWORK - LIGHT OUT- B-9, RM-1321, HEALTH BENIFITS SERVICE 8/29/13 NNMC-9 1 ELECTRICAL

B4TNXB
DOOR NOT CLOSING PROPERLY, B-9, RM1706, 
PULMINARY

SERVICE 9/3/13 NNMC-9 1 STRUCTURAL

B4TRT6
REWORK - COLD CALL - TOO COLD - ADJUST 
THERMOSTAT - BLDG 9, RM 1925

SERVICE 9/4/13 NNMC-9 1 HVAC

B2XX5R
CLOGGED WATER FOUNTAIN - BLDG 9, HALLWAY NEAR 
1ST FLOOR WEDGE

SERVICE 4/19/13 NNMC-9 1 PLUMBING

B2XWYC EYEWASH STATION INOP B-9 RM-0745 & 0739 SERVICE 4/19/13 NNMC-9 1 PLUMBING

B2XX3H LIGHTS OUT B-9 RM-0188 SERVICE 4/19/13 NNMC-9 1 ELECTRICAL

B2XYJD
MECH DOOR FOR IV ROOM B-9 RM-2317 INPATIENT 
PHARMACY

SERVICE 4/22/13 NNMC-9 1 STRUCTURAL

B2XZDY
WATER TEMP TOO LOW - NEEDS FOR STERILIZING - 
STONE CENTER - BLDG 9 RM 3232

SERVICE 4/24/13 NNMC-9 1 PLUMBING

B4NB7L WATER SYSTEM CAPPED OFF, B-9, RM-0739- LAB SERVICE 5/31/13 NNMC-9 1 PLUMBING

B4NHYZ CYPHER LOCK NOT WORKING - BLDG 9, RM 1940 SERVICE 6/3/13 NNMC-9 1 LOCKS
B2RYMV ELECTRIC SWITCH COVER B-9 RM-115 MRI SUITE SERVICE 1/29/13 NNMC-9 1 ELECTRICAL

B2XRKH LIGHT SWITCH NOT WORKING - OR - BLDG 9, RM 3623 SERVICE 4/12/13 NNMC-9 1 ELECTRICAL

B4NLD4 HOT CALL B-9 RM-3219 SERVICE 6/5/13 NNMC-9 1 HVAC
B4NLD9 COLD CALL B-9 RM-1232 & 1233 SERVICE 6/5/13 NNMC-9 1 HVAC
B4SLJM SCRUB SINK WATER TOO HOT B-9 RM-3553 OR 7 SERVICE 8/19/13 NNMC-9 1 PLUMBING
B4SLL3 MORGUE ALARMS GOING OFF B-9 RM-0268 SERVICE 8/19/13 NNMC-9 1 HVAC

B4TYW6
HOT CALL - TOO HOT IN CARDIAC CATHETER LAB - BLDG 
9, RM 2032

SERVICE 9/12/13 NNMC-9 1 HVAC

B4NXL7 COLD CALL, B-9, 3RD FL. ROOM-3627 SERVICE 6/12/13 NNMC-9 1 HVAC
B4SKCH COLD CALL B-9 RM-0846 SERVICE 8/15/13 NNMC-9 1 HVAC

B4V3T4 -AH COLD CALL B-9 RM-705 SERVICE 9/13/13 NNMC-9 1 HVAC

B4SNMM HOT CALL B-9 RM-2258 AND SURROUNDING AREA SERVICE 8/22/13 NNMC-9 1 HVAC

B4SNNB AHU NEED TO BE RESET, B-9, MECH ROOM SERVICE 8/22/13 NNMC-9 1 HVAC

B4TS9C
COLD CALL - TOO COLD - NEEDS TO BE BETWEEN 68 TO 
70 DEGREES - ENTIRE STERILE PROCESSING DEPT - BLDG 
9, BASEMENT, MULTIPLE ROOMS

SERVICE 9/5/13 NNMC-9 1 HVAC

B4PV3T HOT CALL - NO AC - BLDG 9, RM 2662 SERVICE 6/28/13 NNMC-9 1 HVAC

B4PWKB HOT CALL, B-9, RM-3661- O.R. SERVICE 7/1/13 NNMC-9 1 HVAC

B4PX7G HOT CALL - TOO HOT - BLDG 9, RM 3643, 3129 MOR SERVICE 7/1/13 NNMC-9 1 HVAC

B4PWMG HOT CALL, B-9- RM-0216- STERILE PROCESSING SERVICE 7/1/13 NNMC-9 1 HVAC

B4PXJ6
COLD CALL - BLOWING VERY COLD AIR - BLDG 9, RM 
2382

SERVICE 7/2/13 NNMC-9 1 HVAC

B4R94C AH-TO COLD- NNMC-9, RM-3125 SERVICE 7/8/13 NNMC-9 1 HVAC

B4R47T AHU-56 IS DOWN, B-9, RM-101 PENTHOUSE SERVICE 7/3/13 NNMC-9 1 HVAC

B4R9XJ
AH-ADJUST TEMP TO 75 DEGREES &OPERATING ROOM 
NEEDS TEMPERATURE CHANGE TO 70 DEGRESS. NNMC-
9- MULTIPLE

SERVICE 7/9/13 NNMC-9 1 HVAC
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B4RG9B HOT CALL B-9 RM-1879 SERVICE 7/15/13 NNMC-9 1 HVAC

B4RGNM
AH-TOO HOT.NNMC-9, RMS-3513 ,ROOMS 3128 AND 
3125

SERVICE 7/13/13 NNMC-9 1 HVAC

B4RSB3 THERMOSTAT NOT WORKING B-9 RM-1879 SERVICE 7/29/13 NNMC-9 1 HVAC

B4RXZY
HOT CALL - ADJUST TEMP - TOO HOT - BLDG 9, RM 
1925, 1926

SERVICE 8/2/13 NNMC-9 1 HVAC

B4PGCS HOT CALL B-9 RM-MAIN PHARMACY 2303A SERVICE 6/17/13 NNMC-9 1 HVAC
B4NW9K COLD CALL, B-9, RM-3561, APU SERVICE 6/10/13 NNMC-9 1 HVAC

B4NWC3
COLD CALL B-9 RM-3235 SURGICAL WAITING & RM-
3557 PEDS SEDATION

SERVICE 6/10/13 NNMC-9 1 HVAC

B4NWDV NO AIR FLOW B-9 RM-2662A SERVICE 6/10/13 NNMC-9 1 HVAC

B4NWF4 COLD CALL B-9 RM-2543 SERVICE 6/10/13 NNMC-9 1 HVAC

B4NZHX AH-ROOM TEMPERATURE TOO COLD-NNMC-9-3603 SERVICE 6/11/13 NNMC-9 1 HVAC

B4NZWS COLD CALL B-9 RM-2966 SERVICE 6/13/13 NNMC-9 1 HVAC

B4NZT7 HOT CALL, B-9, RM-2315, PHARMACY SERVICE 6/13/13 NNMC-9 1 HVAC
B4P76J HOT CALL, B-9, RM-2442- GYN SERVICE 6/13/13 NNMC-9 1 HVAC

B4P9BH HOT CALL, B-9, RM-2966- O.R. SERVICE 6/13/13 NNMC-9 1 HVAC

B4PR9V AH- TO HOT-NNMC-9-RM-3615 SERVICE 6/24/13 NNMC-9 1 HVAC
B4PTVZ HOT CALL B-9 RM-2285 & 2286 PATIENT ROOM SERVICE 6/28/13 NNMC-9 1 HVAC

B4PXJS NO AIR FLOW, B-9, RM-2315- PHARMACY SERVICE 7/2/13 NNMC-9 1 HVAC

B4R4B9
TOO COLD FOR MEDICATION STORAGE - SET FOR 68 TO 
76f - BLDG 9, RM 2309

SERVICE 7/3/13 NNMC-9 1 HVAC

B4R7VL
HOT CALL/ COLD CALL, B-9, RM-3661, 3533 & 3506- 
COLD CALL RM-3601-MAIN O.R.

SERVICE 7/9/13 NNMC-9 1 HVAC

B4R6N9 COLD CALL, B-9, PHARMACY, RM-2309 SERVICE 7/8/13 NNMC-9 1 HVAC

B4R7Y9 HOT CALL B-9 RM-2425 PHARMACY SERVICE 7/9/13 NNMC-9 1 HVAC
B4RCWY COLD CALL, B-9, RM-3577, OR 8, MAIN O.R. SERVICE 7/10/13 NNMC-9 1 HVAC

B4RD9G
AH-TOO WARM, TEMPERATURE IS INCREASING. 
PATIENT IN ROOM-NNMC-9-RM 3506

SERVICE 7/9/13 NNMC-9 1 HVAC

B4RD4Y
HOT CALL B-9 RM-2715, 2741, 2748, 2714, 2716, 2740, 
2744

SERVICE 7/11/13 NNMC-9 1 HVAC

B4RCZW
VAV BOX (VVH-24-01) AND THERMOSTAT IN BLDG 9, 
ROOM 2425

SERVICE 7/11/13 NNMC-9 1 HVAC

B4RHGM HOT CALL B-9 RM-2425 PHARMACY SERVICE 7/17/13 NNMC-9 1 HVAC

B4RGCJ
AH-TOO HOT/ TO COLD, NNMC-9- RM-18 & RM-3344 - 
MAIN O.R.

SERVICE 7/13/13 NNMC-9 1 HVAC

B4RJT9
HOT CALL - NO AC / NO VENTILATION - BLDG 9, RM 
1916

SERVICE 7/18/13 NNMC-9 1 HVAC

B4RLDN HOT CALL B-9 RM-0202 SERVICE 7/23/13 NNMC-9 1 HVAC

B4RLDZ HOT CALL B-9 RM-2936 SERVICE 7/23/13 NNMC-9 1 HVAC
B4RKSS AH-TOO COLD O.R #16, NNMC-9, RM 3653 SERVICE 7/17/13 NNMC-9 1 HVAC

B4RKYZ AH-ROOM TEMPERATURE TOO COLD, NNMC-9,5306 SERVICE 7/20/13 NNMC-9 1 HVAC
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B4RKN9 COLD CALL, B-9, RM-1879, RADIOLOGY SERVICE 7/22/13 NNMC-9 1 HVAC

B4RKNH AH-TOO HOT IN OFFICE, NNMC-9, RM-1879 SERVICE 7/18/13 NNMC-9 1 HVAC

B4RTYF HOT CALL- B-9, 2ND FL. RM-2328- GYN SERVICE 7/31/13 NNMC-9 1 HVAC

B4S6GC COLD CALL RM-3537 B-9 PRE-SCREENING SERVICE 8/6/13 NNMC-9 1 HVAC

B4S6WV THERMASTAT NOT WORKING, B-9, RM-3557 SERVICE 8/7/13 NNMC-9 1 HVAC

B4SSVF
HOT CALL - NO AIRFLOW - HEALTH BENEFITS - PATIENT 
CARE AREA - TOO HOT - BLDG 9, RM 1321

SERVICE 8/27/13 NNMC-9 1 HVAC

B4SSYM
HOT CALL - TOO HOT  - BLDG 9, RM 2475 - ACROSS 
FROM CARDIOLOGY

SERVICE 8/27/13 NNMC-9 1 HVAC

B4STGD
HOT CALL, B-9, RM-0206 BASEMENT, STERILE 
PROCESSING DEPT

SERVICE 8/27/13 NNMC-9 1 HVAC

B4SXMW TOO COLD, B-9, RM-3505, MAIN O.R. SERVICE 8/30/13 NNMC-9 1 HVAC

B4TSSG COLD CALL B-9 RM-2460 SERVICE 9/6/13 NNMC-9 1 HVAC
B4TVM3 COLD CALL, B-9, RM-3203, ICU PHARMACY SERVICE 9/9/13 NNMC-9 1 HVAC
B4TVCM PNUEMATIC TUBE, B-9, RM-2315, PHARMACY SERVICE 9/9/13 NNMC-9 1 HVAC
B4TWZY -AH HOT CALL B-9 RM-206 SERVICE 9/10/13 NNMC-9 1 HVAC
B4V4BD HOT CALL, B9, RM-3123, BETWEEN PACU AND OR SERVICE 9/17/13 NNMC-9 1 HVAC

B4V3T7
COLD CALL - STILL TOO COLD - EQUIPMENT IN DANGER - 
BLDG 9, RM 0734

SERVICE 9/17/13 NNMC-9 1 HVAC

B4VBPT HOT CALL B-9 RM-2475 SERVICE 9/19/13 NNMC-9 1 HVAC
B4VBTY -AH HOT CALL B-9 RM-3123 SERVICE 9/18/13 NNMC-9 1 HVAC
B4VCGL -AH HOT CALL B-9 RM-FREEZER SERVICE 9/20/13 NNMC-9 1 HVAC

B4VF4B COLD CALL, B-9, BASEMENT RM-0847 PATHOLOGY SERVICE 9/24/13 NNMC-9 1 HVAC

B4VGNR COLD CALL, B-9, RM2425, PHARMACY SERVICE 9/26/13 NNMC-9 1 HVAC
B2PJSS Hot Call, B-9, RM-3106 Cat Scan Unit SERVICE 1/10/13 NNMC-9 3 HVAC
B2PSMV Hot Call, B-9, RM-2034 Cardio Cath SERVICE 1/17/13 NNMC-9 3 HVAC
B2R5RX COLD CALL B-9 RM- PHARMACY SERVICE 1/22/13 NNMC-9 1 HVAC
B2RFD8 Cold Call, B-9, RM-2441 OBGYN SERVICE 1/24/13 NNMC-9 1 HVAC
B2RPKR TEMPERATURE TOO COLD B-9 GALLEY -AH SERVICE 1/23/13 NNMC-9 1 HVAC

B2RP9P HOT CALL B-9 RM-WOMENS LOCKER ROOM 3RD FLOOR SERVICE 1/25/13 NNMC-9 1 HVAC

B2RYL3
LOW HUMIDITY IN MAIN OPERATING ROOMS B-9 
MULTIPLE ROOMS

SERVICE 1/25/13 NNMC-9 1 HVAC

B2SGSN
HUMIDLY TOO LOW, NNMC-9 RMS 8-19 IN OR AND RMS 
19-33 IN STONE CENTER

SERVICE 1/27/13 NNMC-9 2 HVAC

B2SHGH HOT CALL - BLDG 9, GALLEY, RM 0303 SERVICE 1/31/13 NNMC-9 1 HVAC

B2SLGW
HOT NETWORK CLOSET, NNMC-9, RM 025, AH 24 
HOURS

SERVICE 1/28/13 NNMC-9 4 HVAC

B2TD8M HOT CALL B-9 RM-0350 GALLEY SERVICE 2/19/13 NNMC-9 1 HVAC

B2THCL TOO COLD IN PATIENT ROOM, NNMC-9, RM 4175-AH SERVICE 2/19/13 NNMC-9 1 HVAC

B2TX7R PATIENT ROOM TOO HOT.- NNMC-9, RM. 3666 SERVICE 3/5/13 NNMC-9 1 HVAC

B2W2R8 HOT NETWORK CLOSETS - NNMC-9, 2203 AND 2318A SERVICE 3/26/13 NNMC-9 1 HVAC

B2XSD3 HOT CALL - NO AIR FLOW - BLDG 9, RM 2423 SERVICE 4/12/13 NNMC-9 1 HVAC
B2XT2W COLD CALL B-9 1ST FLOOR RM-1608 SERVICE 4/15/13 NNMC-9 1 HVAC
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B2XT9Z COLD CALL B-9 RM-2786 SERVICE 4/16/13 NNMC-9 1 HVAC
B2XVZS HOT CALL B-9 RM-1763 SERVICE 4/17/13 NNMC-9 1 HVAC

B2XX68 HOT CALL - Room Temp adjustment - Bldg 9 Room 2675 SERVICE 4/19/13 NNMC-9 1 HVAC

B2XWWV HOT CALL B-9 RM-3235 SERVICE 4/19/13 NNMC-9 1 HVAC

B2XX3L HOT CALL - Room Temp adjustment - Bldg 9 Room 2671 SERVICE 4/19/13 NNMC-9 1 HVAC

B2XXWY HOT CALL B-9 RM-1304A SERVICE 4/22/13 NNMC-9 1 HVAC

B2Y6GW HOT CALL B-9 RM-3516 SERVICE 5/1/13 NNMC-9 1 HVAC

B2YDB2
HOT CALL - ABOVE LIMITS - PHARMACY - BLDG 9, RM 
2309

SERVICE 5/7/13 NNMC-9 1 HVAC

B2YPZC HOT CALL - ALL PULMONARY CLINIC - BLDG 9 SERVICE 5/8/13 NNMC-9 1 HVAC

B2YR94 HOT CALL - BLDG 9, RMS 1800, 1804, 1805 SERVICE 5/8/13 NNMC-9 1 HVAC

B2ZD3C COLD CALL - BLDG 9, ALL GYN CLINIC - 2ND FLOOR SERVICE 5/14/13 NNMC-9 1 HVAC

B326T2
ADJUST TEMP TO 65 IN OR - PATIENT ON TABLE -  BLDG 
9, RM 3615

SERVICE 5/16/13 NNMC-9 1 HVAC

B326TY HOT CALL - BLDG 9, ALL GYN CLINIC - 2ND FLOOR SERVICE 5/16/13 NNMC-9 1 HVAC
B326WN NEGATIVE PRESSURE B-9 RM-0751 SERVICE 5/16/13 NNMC-9 1 HVAC

B327C4
COLD CALL - CONSTANTLY COLD - BLDG 9, RM 0795 & 
0846

SERVICE 5/17/13 NNMC-9 1 HVAC

B327FN HOT CALL B-9 RM-1641 SERVICE 5/17/13 NNMC-9 1 HVAC
B4MYTL COLD CALL B-9 RM-3360 SERVICE 5/28/13 NNMC-9 1 HVAC

B4MYVD WATER TRAP ON A/C B-9 RM-2313C SERVICE 5/28/13 NNMC-9 1 HVAC

B4N6DK
HOT CALL - PATIENTS COMPLAINING - CAN'T SLEEP - 
SLEEP DISORDER CLINIC - BLDG 9, ALL SLEEP CENTER, 
2ND FLOOR

SERVICE 5/30/13 NNMC-9 1 HVAC

B4N9WN HOT CALL B-9 RM-PLASTIC SURGERY CLINIC 2ND FLOOR SERVICE 5/31/13 NNMC-9 1 HVAC

B4NB64 HOT CALL B-9 RM-2715 & 2716 SERVICE 5/31/13 NNMC-9 1 HVAC

B4NHJR HOT CALL B- 9 PHARMACY RM-2315 CLEAN IV ROOM SERVICE 6/3/13 NNMC-9 1 HVAC

B4NHH7 HOT CALL - PATIENT CARE AREA - BLDG 9, RM 3519 SERVICE 6/3/13 NNMC-9 1 HVAC
B4NWV3 COLD CALL, B-9, 3RD FL. RM-3606, PAIN CLINIC SERVICE 6/11/13 NNMC-9 1 HVAC

B4NWJL
AH-OPERATING ROOM AND WHOLE CLINIC AREA IS TOO 
HOT.NNMC-9, RMS. 2675 AND 2525

SERVICE 6/7/13 NNMC-9 1 HVAC

B4PHZ3 COLD CALL B-9 RM-2324 GYN CLINIC SERVICE 6/19/13 NNMC-9 1 HVAC

B4NKXS HOT CALL - BLDG 9, RM 2656 SERVICE 6/4/13 NNMC-9 1 HVAC

B4SLLD
REPAIR DAMAGED FLOOR TILES B-9 RM-PHARMACY 
WAITING AREA

SERVICE 8/19/13 NNMC-9 1 STRUCTURAL

B4TTGG REPLACE MISSING CEILING TILES B-9 RM-1807 SERVICE 9/6/13 NNMC-9 1 STRUCTURAL

B4RFX7 TUBE SYSTEM DOWN B-9 BASEMENT RM-0760 SERVICE 7/15/13 NNMC-9 1 HVAC

B4S4HN PNUEMATIC TUBE DOWN, B-9, RM-0760 PATHOLOGY SERVICE 8/5/13 NNMC-9 1 HVAC

B4PGHP
PNEUMATIC TUBE SYSTEM DOWN B-9 RM-2317 
INPATIENT PHARMACY

SERVICE 6/18/13 NNMC-9 1 HVAC
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B4RGYZ TUBE SYSTEM DOWN B-9 RM-2315 PHARMACY SERVICE 7/16/13 NNMC-9 1 HVAC

B4RJHL PNUEMATIC TUBE, B-9, PHARMACY SERVICE 7/18/13 NNMC-9 1 HVAC
B4RKKZ PNEUMATIC TUBE SYSTEM DOWN B-9 RM-0760 SERVICE 7/22/13 NNMC-9 1 HVAC

B4SFP3 PNUEMATIC TUBE DOWN, B-9, RM-2315, PHARMACY SERVICE 8/12/13 NNMC-9 1 HVAC

B4STLK PNUEMATIC TUBE DOWN, B-9, RM-0759 LAB SERVICE 8/28/13 NNMC-9 1 HVAC
B2SCBX PNEUMATIC TUBE B-9 RM-0760 SERVICE 1/30/13 NNMC-9 1 HVAC

B2XST6
PNEUMATIC TUBE SYSTEM DOWN B-9 RM-ER 1ST 
FLOOR

SERVICE 4/15/13 NNMC-9 1 HVAC

B2ZCDP PNEUMATIC TUBE DOWN B-9 RM-2317 SERVICE 5/13/13 NNMC-9 1 HVAC

B4NWR7
PNEUMATIC TUBE DOWN B-9 INPATIENT PHARMACY 
RM-2315

SERVICE 6/10/13 NNMC-9 1 HVAC

B4PHYR PNUEMATIC TUBE, B-9, INPATIENT PHARMACY RM-2317 SERVICE 6/19/13 NNMC-9 1 HVAC

B4PMDL
PNEUMATIC TUBE SYSTEM DOWN B-9 RM-PRE-SCREEN 
WAITING AREA APU 3RD FLOOR

SERVICE 6/19/13 NNMC-9 1 HVAC

B4PS37
Repair the leaking double check valves - NNMC-9, new 
West penthouse

SERVICE 6/25/13 NNMC-9 1 HVAC

B4VGM6 -AH STEAM RELEASE VALVE B-9 RM-206 SERVICE 9/26/13 NNMC-9 1 PLUMBING

B4RLWD CLEAN VENTS B-9 PHLEBOTOMY CLINIC B-2483 SERVICE 7/24/13 NNMC-9 1 HVAC

B2TGY8 HOOD SYSTEM ERROR B-9 RM-0750 SERVICE 2/22/13 NNMC-9 1 HVAC
B2XTDH CEILING LEAK FROM VENT B-9 RM-2543 SERVICE 4/16/13 NNMC-9 1 HVAC

B2Y5TC
EXHAUST HOODS DOWN B-9 RM-0829 PATHOLOGY 
DEPT.

SERVICE 4/30/13 NNMC-9 1 HVAC

B4SLGP Patch and paint in room 3555 B-9 SERVICE 8/19/13 NNMC-9 1 STRUCTURAL

B4TSL3 RE-ATTACH COVE BASE TO WALL  - BLDG 9, RM 3531 SERVICE 9/5/13 NNMC-9 1 STRUCTURAL

B4PXCZ PATCH & PAINT B-9 RM-2277 SERVICE 7/2/13 NNMC-9 1 STRUCTURAL

B4RLCF PATCH & PAINT - BLDG 9, RM 2675 SERVICE 7/23/13 NNMC-9 1 STRUCTURAL

B4TYM7
BASE BOARDS MISSING, B-9, RMS 2525, 2530, 2680, 
2681 & 2527A, ORAL SURGERY

SERVICE 9/12/13 NNMC-9 1 STRUCTURAL

B2TGWY
PATCH N PAINT B-9 RM-3537, 3538, 3539, 3540, 3541, 
3533, 3560

SERVICE 2/22/13 NNMC-9 1 STRUCTURAL

B2TGWZ PATCH N PAINT B-10 RM-3004, 3106 3EAST SERVICE 2/22/13 NNMC-9 1 STRUCTURAL

B4MS7J PATCH & PAINT - B-9 CORRIDOR NEAR DOOR 3447 SERVICE 5/21/13 NNMC-9 1 STRUCTURAL

B4MX3T PATCH & PAINT B-9 RM-1861 & 1839 SERVICE 5/23/13 NNMC-9 1 STRUCTURAL

B2Z9VF
LOW WATER PRESSURE IN DECONTAMINATION ROOM - 
BLDG 9, RM 0206

SERVICE 5/10/13 NNMC-9 1 PLUMBING

B4TWTB BROKEN SLIDING WINDOW B-9 BASEMENT RM-0205A SERVICE 9/10/13 NNMC-9 1 STRUCTURAL

B2YD65 WINDOW LEAK B-9 RM-2303 FRONT OF PHARMACY SERVICE 5/7/13 NNMC-9 1 STRUCTURAL
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B4SXNJ -AH BAD SMELL B-9 WOMENS LOCKER ROOM SERVICE 8/29/13 NNMC-9 1

B4SXKK -AH LIGHTS OUT IN FRIDGE B-9 RM-380 SERVICE 8/29/13 NNMC-9 1

B4NPPS
EMCOR OUTAGE SUPPORT - NEED SUPPORT FOR HVAC 
B-9 RM-0220

SERVICE 6/6/13 NNMC-9 1 HVAC

B4NPRR -AH POWER OUT B-9 RM-0303D SERVICE 6/5/13 NNMC-9 1

B4NLKG -AH HOT CALL B-9 RM-0205A SERVICE 6/3/13 NNMC-9 1
B4NNH3 -AH TUBE SYSTEM DOWN B-9 RM-NURSE STATION SERVICE 6/3/13 NNMC-9 1

B4NTM3 LIGHTS OUT, B-9, GYNECOLOGY WAITING AREA SERVICE 6/7/13 NNMC-9 1 ELECTRICAL

B4SLKY
AH-WATER FLOODING ONTO ELECTRICAL WIRES.NNMC-
9, RM-104

SERVICE 8/15/13 NNMC-9 1 PLUMBING

B4SLS3
LOOSE CEILING TILES AND LIGHT FIXTURE FALLING B-9 
RM-1390A

SERVICE 8/19/13 NNMC-9 1 STRUCTURAL

B4SLF4
BROKEN BOLT TO DOOR JAMB - WON'T SLIDE INTO 
JAMB - BLDG 9, RM 1342

SERVICE 8/19/13 NNMC-9 1 LOCKS

B4TYWV
LOOSE DOOR LOCK - SCREW GOES IN AT AN ANGLE - 
CARDIOLOGY - ENTRY DOOR - BLDG 9, RM 2893

SERVICE 9/12/13 NNMC-9 1 LOCKS

B4SHCZ -AH ROOM TEMP TOO COLD B-9 RM-N/A SERVICE 8/14/13 NNMC-9 1

B4SKTD DOOR NOT CLOSING PROPERLY, BLDG 9, GI CLINIC, RM SERVICE 8/16/13 NNMC-9 1 STRUCTURAL

B4SKY9 REPLACE LIGHTBULB, BLDG 9, LABORATORY SERVICE 8/16/13 NNMC-9 1 ELECTRICAL

B4SL49 BREAKER 52-13, BLDG 9, BASEMENT, MER 0201 SERVICE 8/16/13 NNMC-9 1
B4SKJK -AH CALL BELL PORT B-9 RM-3026 SERVICE 8/15/13 NNMC-9 1
B4SKD4 CALL BELL NOT WORKING B-9 RM-3034 SERVICE 8/15/13 NNMC-9 1 ELECTRICAL

B4PBN4 DOOR WON'T LATCH - BLDG 9, RM 1210 SERVICE 6/17/13 NNMC-9 1 LOCKS

B4SNHN
AH-MEDICAL ICU- PATIENT ROOM TOO COLD- nnmc9-
4175,

SERVICE 8/20/13 NNMC-9 1

B4TRPD PATCH & PAINT - BLDG 9, RMS 2372, 2352 SERVICE 9/4/13 NNMC-9 1 FCA_PAINT

B4TRPT AH-ROOM TOO COLD, NNMC=9, 0212-A SERVICE 9/3/13 NNMC-9 1

B4TRNP AH-NNMC-9, 1201, WATER LEAKING FROM THE SINK SERVICE 9/2/13 NNMC-9 1

B4TRMK
AH-"CONSTRUCTION SITE ZONE- LIGHTS ARE OUT IN 
THE SUPPLIMENT ROOM FOR PATIENTS. ADJACENT 
FROM THE KITCHEN IN GALLEY- NNMC-9, GALLEY

SERVICE 8/31/13 NNMC-9 1

B4TRLX
AH-ALARM SOUNDING OFF- UNKNOWN SOURCE, 
INVESTIGATE AND REPAIR- NNMC-9, 3510

SERVICE 8/30/13 NNMC-9 1

B4TRNX AH-NNMC-9, RM 2309, TOO COLD IN THE PHARMACY SERVICE 8/31/13 NNMC-9 1

B4SSJG
KEY PAD TO 3 REAR DOORS WON'T LOCK - 
NEUROSURGERY CLINIC - BLDG 9, 1ST FLOOR, RM 1506

SERVICE 8/26/13 NNMC-9 1 LOCKS

B4TSHF
SEAL HOLES IN DOOR & FRAME - BLDG 9, RMS 3607, 
0248, 1452A, 1320

SERVICE 9/5/13 NNMC-9 1 FCA_PAINT
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B4TSCX AH-.NNMC-9, 2360, REPAIR BROKEN DOOR KNOB SERVICE 9/4/13 NNMC-9 1 REPAIR

B4TSLP
REPAIR FIRE EXTINGUISHER CABINET - WILL NOT LATCH - 
BLDG 9A, ROOM 4015

SERVICE 9/5/13 NNMC-9 1 STRUCTURAL

B4TTF4 FUME HOOD NOT WORKING - BLDG 9, INSIDE RM 0837 SERVICE 9/6/13 NNMC-9 1 ELECTRICAL

B4PNXJ -AH DOOR HINGES B-9 OR-9 SERVICE 6/20/13 NNMC-9 1

B4PP3S -AH PANEL LIGHT B-9 RM-N/A SERVICE 6/21/13 NNMC-9 1

B4PP3T -AH SINK LEAK B-9 RM-0268 SERVICE 6/20/13 NNMC-9 1

B4PP3V -AH HOT CALL B-9 RM-3506 SERVICE 6/20/13 NNMC-9 1

B4PP7B
REPAIR/REPLACE - TUBE SYSTEM WEAR BANDS ARE 
WEARING OUT - BLDG 9, RM 0760

SERVICE 6/21/13 NNMC-9 1 REPAIR

B4PPSG
PNUEMATIC TUBE DOWN, B-9, 3RD FL, NURSE STATION- 
APU DEPARTMENT

SERVICE 6/24/13 NNMC-9 1 HVAC

B4PS36 REPAIR / REPLACE THERMOMETER B-9 MER 0220 SERVICE 6/25/13 NNMC-9 1 HVAC

B4PWRG -AH HOT CALL B-9 RM-1930 & 1941 SERVICE 6/28/13 NNMC-9 1

B4PWSR -AH HOT CALL B-9 RM-3545, 3601, 3125, 3615 SERVICE 6/30/13 NNMC-9 1

B4PWSG LOCK FELL OFF - BLDG 9, RM 2595 SERVICE 7/1/13 NNMC-9 1

B4PXKH -AH PATIENT DOOR STUCK B-9 RM-3128 SERVICE 7/2/13 NNMC-9 1
B4PWVP DOOR WILL NOT OPEN, B-9, RM-3102- O.R. SERVICE 7/1/13 NNMC-9 1 REPAIR
B4R4G6 WINDOW LEAK, B-9, RM-3235, APU CLINIC SERVICE 7/3/13 NNMC-9 1 PLUMBING

B4R7ZH
AH-BREAKER POPPED. NEEDS TO BE RESET- NNMC-9-
EAST ELEVATOR

SERVICE 7/5/13 NNMC-9 1 ELECTRICAL

B4R934 AH-TOO COLD- NNMC-9, OR #16 RM 3653 SERVICE 7/6/13 NNMC-9 1

B4R9XZ
AH-TOO HOT IN THE RADIOLOGY DEPT-NNMC9-ROOM 
1879-

SERVICE 7/8/13 NNMC-9 1

B4R97J TUBE SYSTEM - SIGNED OFF - BLDG 9, RM 3532 SERVICE 7/9/13 NNMC-9 1 REPAIR
B4RDTT CLOGGED TOILET, BLDG 9, RMS 1677 and 1201 SERVICE 7/12/13 NNMC-9 1 PLUMBING
B4RG7G -AH SMELL OF SULFUR B-9 RM-3026 SERVICE 7/12/13 NNMC-9 1
B4RGBR AH-SERVER ROOM TOO HOT,NNMC-9, RM-2313 SERVICE 7/11/13 NNMC-9 1
B4RG9R -AH HOT CALL B-9 RM-0745 SERVICE 7/12/13 NNMC-9 1

B4RGNS AH-POWER OUTAGE, NNMC-9, ROOM 0380A SERVICE 7/14/13 NNMC-9 1

B4RGP3
AH-VENTS BLOWING OUT HOT AIR IN MRI 
DEPARTMENT, NNMC-9, RM 119

SERVICE 7/14/13 NNMC-9 1

B4RLPP
AH-NEED CORK BOARD MOUNTED ON WALL FOR 
MEDICINE MACHINE.NNMC-9,1254-C

SERVICE 7/23/13 NNMC-9 1

B4RSCG NEGATIVE PRESSURE, B-9, RM-1722, PULMONARY SERVICE 7/29/13 NNMC-9 1 HVAC
B4RSF7 -AH FLOOR DRAIN B-9 RM-0380A SERVICE 7/28/13 NNMC-9 1

B4RVKT
SECOND SINK NOT WORKING PROPERLY, B-9, RM 1678 
BATHROOM

SERVICE 8/1/13 NNMC-9 1

B4RY7X CEILING LEAK, BLDG 9, GALLEY, RM 0330 SERVICE 8/2/13 NNMC-9 1

B4RYCR DOOR DOES NOT CLOSE, BLDG 9, RADIOLOGY, RM 1816 SERVICE 8/2/13 NNMC-9 1

B4RVRZ -AH SEWAGE SMELL B-9 OR RM-210 SERVICE 8/1/13 NNMC-9 1
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B4S4M3 LEAK DETECTORS, B-9, MAIN OPERATING ROOM SERVICE 8/5/13 NNMC-9 1 PLUMBING

B4S79X
AH-DOOR HANDLE HAS BEEN RIPPED OFF. REPAIR, 
NNMC-,3026

SERVICE 8/6/13 NNMC-9 1 REPAIR

B4SB6S
DOOR WON'T UNLATCH FROM INSIDE - OFFICE - BLDG 9, 
RM 2705

SERVICE 8/9/13 NNMC-9 1 LOCKS

B4SBB4 CHECK CONDITION SENSOR, BLDG 9, OR MECH ROOM SERVICE 8/9/13 NNMC-9 1 HVAC

B4SVK7 -AH TOO COLD B-9 RM-2309 SERVICE 8/23/13 NNMC-9 1
B4SVKB -AH TOO COLD B-9 RM-ENTIRE WING N/A FLOOR SERVICE 8/25/13 NNMC-9 1

B4SVPX DOOR HANDLE BROKEN OFF, B-9, 2ND FL. GYN CLINIC SERVICE 8/29/13 NNMC-9 1 REPAIR

B4SX6K BLDG 9, RM 2451 - FLOOR SINK CLOGGED SERVICE 8/29/13 NNMC-9 1 PLUMBING

B4PHTC LOUD NOISE FROM VENTS - BLDG 9, RM 2432 SERVICE 6/18/13 NNMC-9 1

B4NWGZ
COLD CALL, B-9, RMS 3233, 3219 & 3230, STONE 
CENTER

SERVICE 6/10/13 NNMC-9 1 HVAC

B4NR7J NO POWER, B-9, RM-1320 ITD SERVICE 6/7/13 NNMC-9 1 ELECTRICAL

B4NR9H PLASTIC CAP ON WALL CRACK, B-9, RM3031- PACU SERVICE 6/7/13 NNMC-9 1 REPAIR

B4NPFG COLD CALL, B-9, 3RD FL. ROOM-3627 SERVICE 6/6/13 NNMC-9 1 HVAC

B4NPHD HOT CALL, B-9, RM-2423-PHARMACY SERVICE 6/6/13 NNMC-9 1 HVAC

B4P9XS
SHOWER INOPERABLE B-9 RM-0265 MENS LOCKER 
ROOM

SERVICE 6/14/13 NNMC-9 1 PLUMBING

B4P9XK
CAN'T GET DOOR OPEN - PATIENT DUE IN ROOM - BLDG 
9, RM 3635

SERVICE 6/14/13 NNMC-9 1 LOCKS

B4P9XN BROKEN DOOR HANDLE - BLDG 9, PACU, 3026 SERVICE 6/14/13 NNMC-9 1 LOCKS

B4NZWG EYEWASH STATION B-9 RM-2303A SERVICE 6/13/13 NNMC-9 1 PLUMBING

B4PBFH -AH 3 LIGHTS OUT IN FEMALE HEAD B-9 RM-0818 SERVICE 6/13/13 NNMC-9 1

B4P9R3 SAFE LOCK, B-9- BASEMENT GALLEY RM-0345 SERVICE 6/13/13 NNMC-9 1 LOCKS

B4P9R7
repair the east leaf of corridor door 1759C in radiology B-
9

SERVICE 6/13/13 NNMC-9 1 REPAIR

B4NZWW HILROM SYSTEM ALARMING, B-9A, RM-4063- MICU SERVICE 6/13/13 NNMC-9 1 ELECTRICAL

B4NZFV
Patch & Paint the corridor wall - building 9 near corridor 
door 2809

SERVICE 6/12/13 NNMC-9 1 FCA_PAINT

B4PSV3 DOOR HANDLE HANGING OFF, B-9, RM-3026 PACU SERVICE 6/26/13 NNMC-9 1

B4PSVG
DOOR LATCH NOT WORKING, B-9, RM-0268 
PATHOLOGY LAB

SERVICE 6/26/13 NNMC-9 1 REPAIR

B4PTFJ
DOOR STRIPE COMING UP, B-9, RM-1211, GENERAL 
SURGERY

SERVICE 6/27/13 NNMC-9 1 REPAIR

B4PTGY CALL BELL SYSTEM DOWN B-9 RM-3510 PICU SERVICE 6/27/13 NNMC-9 1 ELECTRICAL

B4PTGZ
CIRCUIT BREAKER KEEP CUTTING OFF, B-9, RM-2107, 
CARDIO CATH

SERVICE 6/27/13 NNMC-9 1 ELECTRICAL

B4PTLX
AH-FLOOR TILES ARE BUBBLING UP-NNMC-9- 
36,433,662

SERVICE 6/25/13 NNMC-9 1 REPAIR
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B4PSZX
THE STALL DOOR COMING OFF HINGES, B-9, RM-0602 
BASEMENT

SERVICE 6/26/13 NNMC-9 1 REPAIR

B4PT37 PEST-BUGS AT FRONT DESK, NEAR ROOM 2204 SERVICE 6/26/13 NNMC-9 1

B4PTNT
TOILET SEAT MISSING AND TOILET NOT WORKING, B-9, 
RM-1678- WOMENS RESTROOM

SERVICE 6/27/13 NNMC-9 1 PLUMBING

B4PTYZ REPAIR LEAK DETECTOR B-9 RM-3506 OR-1 SERVICE 6/28/13 NNMC-9 1 HVAC
B4PV7C -AH HOT CALL. B-9 RM-2026, 2034, 2044, 2052 SERVICE 6/27/13 NNMC-9 1
B4PV7G -AH HOT CALL. B-9 RM-3533 SERVICE 6/26/13 NNMC-9 1
B4PV7H -AH CALL BELL B-9 RM-3026 SERVICE 6/26/13 NNMC-9 1
B4PV7K -AH POWER B-9 RM-0315A SERVICE 6/26/13 NNMC-9 1

B4PXHD
DOOR HANDLE LOOSE, B-9, RM-2574, HOSPITAL 
DENTRISY

SERVICE 7/2/13 NNMC-9 1 REPAIR

B4R4CH
TUBE SYSTEM - ZONE SMART PATH - SIGNED OFF - BLDG 
9, RM 0759

SERVICE 7/3/13 NNMC-9 1 REPAIR

B4R4H3 TUBE SYSTEM - SIGNED OFF - BLDG 9, RM 2309 SERVICE 7/3/13 NNMC-9 1 REPAIR
B4R6NM -AH CLOGGED TOILET B-9 RM-3406 SERVICE 7/4/13 NNMC-9 1

B4R6SW PATCH & PAINT B-9 RM-2382 SERVICE 7/8/13 NNMC-9 1 FCA_PAINT

B4R4H6 -AH STOP VALVE B-9 RM-1664 SERVICE 7/2/13 NNMC-9 1

B4R4JH -AH GATE DOWN B-9 RM-CDD SERVICE 7/3/13 NNMC-9 1

B4R4JM -AH BROKEN LOCK B-9 RM-3553 SERVICE 7/3/13 NNMC-9 1

B4R4JN CEILING LEAK, HALLWAY BETWEEN B-9 GOING TO B-8 SERVICE 7/3/13 NNMC-9 1 PLUMBING

B4R6MP
-AH EXHAUST FANS & HOOD B-9 ROOMS 
0745+0746+0747

SERVICE 7/3/13 NNMC-9 1

B4R6NH -AH ROOM TEMP HIGH B-9 RM-206 SERVICE 7/4/13 NNMC-9 1
B4R6NK -AH NO POWER B-9 RM-0380 SERVICE 7/4/13 NNMC-9 1

B4RCXS PATCH & PAINT, B-9, RM-3036- PACU SERVICE 7/10/13 NNMC-9 1 FCA_PAINT

B4RDCY
AH-HOLES IN WALLS, NEED PATCH, SAND, PRIME AND 
PAINTING.-NNMC-9-RMS 3100, 3766, 3319

SERVICE 7/11/13 NNMC-9 1 FCA_PAINT

B4RDMB -AH GAS SMELL B-9 RM-WAITING AREA SERVICE 7/11/13 NNMC-9 1
B4RDMC -AH PATCH & PAINT B-9 RMS 3100, 3766, 3319 SERVICE 7/10/13 NNMC-9 1

B4RD46 DOOR TO BATHROOM WON'T LOCK - BLDG 9, RM 1317A SERVICE 7/11/13 NNMC-9 1 LOCKS

B4RGCX AH-INVESTIGATE SEWAGE SMELL, NNMC-9,ROOM 2513 SERVICE 7/13/13 NNMC-9 1 REPAIR

B4RHNP Patch and Paint, Bldg 9, Pharmacy, Rm 2315 SERVICE 7/17/13 NNMC-9 1 FCA_PAINT

B4RJYX ICE MACHINE NOT PRODUCING ICE- BLDG 9, RM 3026 SERVICE 7/19/13 NNMC-9 1 ELECTRICAL

B4RK43 BATHROOM DOOR WILL NOT LOCK - BLDG 9, RM 3541A SERVICE 7/19/13 NNMC-9 1 LOCKS

B4RJSY -AH REPAIR DOOR B-9 RM-3653 AND 3577 SERVICE 7/18/13 NNMC-9 1

B4RJLK PNEUMATIC TUBE SYS SIGNED OFF - BLDG 9, RM 0759 SERVICE 7/18/13 NNMC-9 1 REPAIR
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B4RJP4 PATCH & PAINT - BLDG 9, ROOMS 3026, 3124, 3100 SERVICE 7/18/13 NNMC-9 1 FCA_PAINT

B4RJBM -AH DOOR OFF HINGES B-9 RM-#3585 AND #3661 SERVICE 7/17/13 NNMC-9 1

B4RJBP -AH LIGHT OUT B-9 RM-3560 SERVICE 7/17/13 NNMC-9 1

B4RJBV -AH LIGHT OUT B-9 RM-#1251 AND #1234 SERVICE 7/17/13 NNMC-9 1

B4RJBY -AH REPLACE DOOR CLOSURE B-9 RM-#1251 AND #1234 SERVICE 7/17/13 NNMC-9 1

B4RJSK
-AH DOOR NOT SECURING B-9 RM-N/A PHARMACY 
OFFICE

SERVICE 7/18/13 NNMC-9 1

B4RKT6
AH-ROOM SERVICE GRILL NOT REACHING PROPER 
TEMPERATURE, NNMC-9, GALLEY

SERVICE 7/19/13 NNMC-9 1 REPAIR

B4RKNT AH-TOO HOT. NNMC-9, 0205A SERVICE 7/18/13 NNMC-9 1

B4RKP7
DOOR HANDLE COMING OFF, B-9, BASEMENT, RM-0729, 
LAB

SERVICE 7/22/13 NNMC-9 1 REPAIR

B4RMFG
LOCK NOT WORKING - LADIES LOCKER ROOM - BLDG 9, 
RM 0818

SERVICE 7/24/13 NNMC-9 1 LOCKS

B4RRDZ
Replace flourescent bulb, Bldg 9, Pathology Lab, 
Basement, RM 0782

SERVICE 7/26/13 NNMC-9 1 ELECTRICAL

B4RMWY PNEUMATIC TUBE SYS SIGNED OFF - BLDG 9A, RM 3203 SERVICE 7/25/13 NNMC-9 1 REPAIR

B4RMYS -AH ROOM TEMPERATURE TOO HIGH B-9 rm-1830 1833 SERVICE 7/25/13 NNMC-9 1

B4RMXY -AH HOT CALL B-9 RM-1859 SERVICE 7/25/13 NNMC-9 1

B4RVDM PATCH & PAINT - BLDG 9, RM 2206 SERVICE 7/31/13 NNMC-9 1 FCA_PAINT

B4RV4Z PATCH & PAINT - BLDG 9, RM 2442 SERVICE 7/31/13 NNMC-9 1 FCA_PAINT

B4RTZH
SINK CLOSER AND FAUCET LEAK, B-9 1ST FLOOR, RM-
1407 & 1342 GASTRO

SERVICE 7/31/13 NNMC-9 1 PLUMBING

B4S6LF locks- Pain Clinic SERVICE 8/6/13 NNMC-9 1 LOCKS

B4S64Y
BROKEN DOOR LOCK - WON'T STAY CLOSED - GI CLINIC - 
BLDG 9, RM 1325

SERVICE 8/6/13 NNMC-9 1 LOCKS

B4SGDC PATCH & PAINT - 1 WALL - BLDG 9, RM 3557 SERVICE 8/13/13 NNMC-9 1 FCA_PAINT

B4SFPG -AH COLD CALL B-9 RM-4143 SERVICE 8/8/13 NNMC-9 1
B4SFWV -AH HOT CALL B-9 RM-1841 SERVICE 8/9/13 NNMC-9 1
B4SFPR -AH HOT CALL B-9 SERVICE 8/9/13 NNMC-9 1

B4SFRR
CONDENSATION SENSOR ALARM B-9 OR ROOF MECH 
ROOM

SERVICE 8/12/13 NNMC-9 1 HVAC

B4SNTB NO AIRFLOW B-9 RM-0748 SERVICE 8/22/13 NNMC-9 1 HVAC

B4SMM3 DOOR WON'T OPEN FROM  OUTSIDE- BLDG 9, RM 1630 SERVICE 8/20/13 NNMC-9 1 LOCKS

B4SM44 AH-ACTIVE CEILING LEAK- POURING OUT, nnmc-9, 723 SERVICE 8/18/13 NNMC-9 1

B4SMCG AH-NO POWER, NNMC-10, RM-383 SERVICE 8/20/13 NNMC-9 1
B4SMCK AH-TOILET WILL NOT FLUSH, NNMC-9, RM 1364 SERVICE 8/20/13 NNMC-9 1

B4SMCW
AH-PER BIO MED FRIG NEEDS TO BE PUT ON SEPERATE 
POWER GRID, NNMC-9, RM829

SERVICE 8/19/13 NNMC-9 1

B4SPMN AH-TOO WARM IN LAB. NNMC-9, 2475 SERVICE 8/22/13 NNMC-9 1
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B4SSSM CLOGGED URINAL - BLDG 9, RM 1201 SERVICE 8/26/13 NNMC-9 1 PLUMBING

B4ST7Z DOOR KNOB NOT WORKING, B-9, RM-2318- PHARMACY SERVICE 8/27/13 NNMC-9 1 REPAIR

B4SSZM DOOR KNOB HAS FALLEN OFF - BLDG 9, RM 2342 SERVICE 8/27/13 NNMC-9 1 LOCKS

B4STBK
HOT CALL - HVAC CEILING UNIT NOT WORKING - BLDG 
9, RM 2313C

SERVICE 8/27/13 NNMC-9 1 HVAC

B4SVMP TUBE SYSTEM DOWN - BLDG 9, RM 2315 SERVICE 8/29/13 NNMC-9 1 REPAIR
B4SVBR FUME HOOD BROKEN MICRO LAB B-9 RM-0734 SERVICE 8/28/13 NNMC-9 1 ELECTRICAL

B4SVCM CONTINUOUSLY RUNNING WATER - BLDG 9, RM 1796 SERVICE 8/28/13 NNMC-9 1

B4SX9X
CAN'T CLOSE DOOR - DOOR LATCH MISALIGNED - - 
CARDIOLOGY - BLDG 9, RM 2847

SERVICE 8/29/13 NNMC-9 1 LOCKS

B4SXFJ -AH NO OVERHEAD LIGHTS B-10 RM-2373 SERVICE 8/28/13 NNMC-9 1

B4SX96 DOOR KNOB KEEP STICKING, B9, RM-2346, GYN SERVICE 8/29/13 NNMC-9 1 REPAIR

B4TPBG CLOGGED TOILET, BLDG 9, 2ND FLR, RM 2201 SERVICE 9/3/13 NNMC-9 1 PLUMBING
B4TPCB NOISE COMING FROM DUCTWORK, B-9 RM-0734 SERVICE 9/3/13 NNMC-9 1 HVAC

B4TP33 CEILING TILES REPLACE B-9 RM-2711 UROLOGY CLINIC SERVICE 9/3/13 NNMC-9 1 REPAIR

B4TVCV PATCH & PAINT - BLDG 9, RM 3003 SERVICE 9/9/13 NNMC-9 1 FCA_PAINT

B4TXBK
PATCH AND PAINT, B-9, RM-3585 OR-9, MAIN 
OPERATIN ROOM

SERVICE 9/10/13 NNMC-9 1 FCA_PAINT

B4TZ6B
DOOR HANDLE BROKEN, B-9, RM 2739, UROLOGY 
CLINIC

SERVICE 9/12/13 NNMC-9 1 REPAIR

B4TZ7T
VACUUM SYSTEM NOT WORKING - FOR CART WASHERS - 
STERILE PROCESSING - BLDG 9, RM 0216

SERVICE 9/12/13 NNMC-9 1 HVAC

B4TZDZ CLOGGED SINK, B-9, RM-2317, PHARMACY SERVICE 9/13/13 NNMC-9 1 PLUMBING

B4TZ3B PATCH AND PAINT, B-9, RMS- 3124, 3033, 3037- PACU SERVICE 9/12/13 NNMC-9 1 FCA_PAINT

B4TZNY PATCH AND PAINT, B-9, RM-2773 SERVICE 9/13/13 NNMC-9 1 FCA_PAINT

B4TZP9
EXIT SIGN HANGING, B-9, RM-3576, MAIN OPERATING 
ROOM

SERVICE 9/13/13 NNMC-9 1 REPAIR

B4VB3Z
DOOR NOT LATCHING OR LOCKING, B-9, NEXT TO ROOM 
2765, UROLOGY

SERVICE 9/18/13 NNMC-9 1 REPAIR

B4V3WN FRONT DESK GATE NOT FUNCTIONING, B-9, OB GYN SERVICE 9/17/13 NNMC-9 1 REPAIR

B4V3TH
DOOR STICKING - LATCH NOT WORKING - BLDG 9, RM 
2370

SERVICE 9/17/13 NNMC-9 1 LOCKS

B4VBL6 DOOR HANDLE BROKEN, B-9 BASEMENT, RM-0791A LAB SERVICE 9/19/13 NNMC-9 1 REPAIR

B4VBGF DOOR PAINTED - B-9, BASEMENT RM-0829, LAB SERVICE 9/19/13 NNMC-9 1 FCA_PAINT

B4VBGH
BATHROOM STALL DOORS - B-9, BASEMENT RM-0819, 
LAB

SERVICE 9/19/13 NNMC-9 1 REPAIR

B4VFDS BASEBOARD COMING OFF , B-9, OUTSIDE RM-3531 SERVICE 9/24/13 NNMC-9 1 REPAIR
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B4VCTT PNEUMATIC TUBE SYS SIGNED OFF - BLDG 9, RM 0759 SERVICE 9/23/13 NNMC-9 1 REPAIR

B4VFNT BACKED UP SINK - OB clinic - BLDG 9, RM 2223 SERVICE 9/24/13 NNMC-9 1 PLUMBING

B4VFVL PAINT, B-9, RM-0760, PATHOLOGY LAB SERVICE 9/25/13 NNMC-9 1 FCA_PAINT

B4VGVL
AH-WATER FOUNTAIN IS LEAKING FROM THE 
BASE.NNMC-9

SERVICE 9/26/13 NNMC-9 1

B2NXHZ SelfHelp, B-9, RM-1544 SERVICE 1/4/13 NNMC-9 2 LABOR
B2NXW6 POWER OUTAGE, NNMC-9, MICU SERVICE 1/5/13 NNMC-9 3 ELECTRICAL

B2PF76
LOSS OF POWER IN ROOM. SEE POC FOR EXACT LOCALE 
OF OTHER ROOMS

SERVICE 1/4/13 NNMC-9 3 ELECTRICAL

B2P682 POWER LOAD ASSESSMENT - BLDG 9, PHARMACY SERVICE 1/8/13 NNMC-9 2
B2PJW9 PATCH AND PAINT B-9 RM-2898 SERVICE 1/10/13 NNMC-9 2 FCA_PAINT
B2PSHV CEILING LEAK, B-9, RM-2284 OB- CLINIC SERVICE 1/17/13 NNMC-9 3 PLUMBING
B2PSJL Drain, B-9, RM-4015 MICU SERVICE 1/17/13 NNMC-9 2 PLUMBING
B2PSKN COLD CALL, Bldg 9, Rm 0734 SERVICE 1/17/13 NNMC-9 3 HVAC
B2PSMJ Clogged Toilet, B-9, RM-1798 Emergency Room SERVICE 1/17/13 NNMC-9 3 PLUMBING

B2PWD4
Outlet not working, B-9, RMS-2286 & 2287 Obstetrics 
Clinic

SERVICE 1/18/13 NNMC-9 3 ELECTRICAL

B2PZCG Lights, B-9, RM-0353, Refrigeration room SERVICE 1/18/13 NNMC-9 2 ELECTRICAL
B2RNVR CLOGGED DRAIN B-9 RM-0315 SERVICE 1/25/13 NNMC-9 1

B2RNXC
GARAGE SLIDING DOOR NOT CLOSING B-9 TO 55 
SKYWALK 2ND FLOOR

SERVICE 1/25/13 NNMC-9 1

B2S7GT
FAUCET SPRAYING WATER - ONLY SINK - BLDG 9, RM 
2886

SERVICE 1/30/13 NNMC-9 3 PLUMBING

B2SHH9 LIGHT SWITCH & DOOR HANDLE B-9 RM-1813 & 1767 SERVICE 1/31/13 NNMC-9 1 REPAIR

B2SLGS
CEILING LEAK BY LIGHT,NNMC-9, RM 0829, AH-24 
HOURS

SERVICE 1/28/13 NNMC-9 4 PLUMBING

B2SR9C
AUTOMATIC DOOR NOT WORKING, B-9, DOOR # 1551 
NEUROSURGERY

SERVICE 2/1/13 NNMC-9 1 ELECTRICAL

B2SRBF OXOGEN OUTLET, B-9, RM-2525 FACIAL SURGERY SERVICE 2/1/13 NNMC-9 1 HVAC

B2SLGV
DOOR LEAKING HYDRAULIC FLUID, NNMC-9,RM 3577, 
AH- 24 HOURS

SERVICE 1/28/13 NNMC-9 4 PLUMBING

B2SLH2
PAPER TOWEL DISPENSER FELL OFF THE WALL. LOCK TO 
THE DISPENSER NOT WORKING. REPLACE, NNMC-9,RM 
1216

SERVICE 1/28/13 NNMC-9 4 REPAIR

B2SR9Z
SINK SHAKES WHEN WATER IS TURNED OFF - BLDG 9, 
RM 1780

SERVICE 2/1/13 NNMC-9 1 PLUMBING

B2SX3Y SELF HELP - CLOCK FALLING OFF WALL B-9 RM-2475 SERVICE 2/4/13 NNMC-9 1 LABOR

B2SY3B
DOOR NOT CLOSING PROPERLY, MAIN OPERATING 
ROOM, NNMC-9,RM 3700

SERVICE 2/1/13 NNMC-9 1 REPAIR

B2SY3K TOO COLD IN THE EMERGENCY ROOM, NNMC-9, SERVICE 2/2/13 NNMC-9 1 HVAC
B2SY44 CLOGGED TOILET, nnmc-9, RM 3505 SERVICE 2/2/13 NNMC-9 1 PLUMBING
B2SXVB SELF HELP - LOOSE TOILET SEAT B-9 RM-1653 SERVICE 2/5/13 NNMC-9 1 LABOR
B2SYLK REPAIR FIRE EXTINGUISHER DOOR B-9 RM-1778 SERVICE 2/6/13 NNMC-9 1 REPAIR

B2SXW4
MEDICATION ROOM TEMP IS TOO HIGH CAUSING THE 
PRESSURE ALARM TO SOUND,  READING OVER 80 
DEGREES, NNMC-9, RM 3016

SERVICE 2/2/13 NNMC-9 1

B2SY6F
TOILET B-9 RM 1677 MENS RESTROOM TOILET ON LEFT 
IS CLOGGED-AH

SERVICE 2/1/13 NNMC-9 1 PLUMBING
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B2SXTP SELF HELP - MOUNT SIGNS B-9A RM-1011 SERVICE 2/5/13 NNMC-9 1 LABOR

B2SY7V
DOOR NOT CLOSING PROPERLY, MAIN OPERATING 
ROOM,NNMC-9,RM 3700

SERVICE 2/1/13 NNMC-9 1

B2SYML
SFHP - RoomLink devices - Building 9A, Rooms: 304, 317, 
318, 319, 320

SERVICE 2/6/13 NNMC-9 1 LABOR

B2SYN8
SFHP - RoomLink devices - Building 10, 3RD  AND 4TH 
FLOORS

SERVICE 2/6/13 NNMC-9 1 LABOR

B2T7D4
CO2 IS IN SECOND SUPPLY AND ALARMING, NNMC-
9,RM 0235A- AH

SERVICE 2/11/13 NNMC-9 1

B2T6XW FLOURECENT LIGHT OUT - BLDG 9, RM 0345 SERVICE 2/12/13 NNMC-9 1 ELECTRICAL
B2T924 HANDYMAN, B-9A, RM-2056, 2ND FL. RADIOLOGY SERVICE 2/15/13 NNMC-9 1 LABOR
B2TGXS Locks- GME SERVICE 2/22/13 NNMC-9 3 LOCKS

B2THZZ
DOOR SENSOR IS BROKEN AND NOT WORKING 
PROPERLY B-9 RM-3562 & 3700 -AH

SERVICE 2/25/13 NNMC-9 1 ELECTRICAL

B2TJ22
NITROGEN GAS ALARM SOUNDING- GAS IS LOW B-9 RM-
2675 -AH

SERVICE 2/25/13 NNMC-9 1

B2TJ24
CIRCUIT BREAKER INOPERABLE AFTER GENERATOR 
TESTING B-9 RM-3615 -AH

SERVICE 2/22/13 NNMC-9 1

B2TLDF DOOR NEED TO BE RESET, B-9, RM-3700 MAIN O.R. SERVICE 2/28/13 NNMC-9 1 ELECTRICAL

B2TVHW DOOR DOESN'T LOCK B-9 RM-2475 SERVICE 3/4/13 NNMC-9 1 LOCKS

B2V5DW PAINT B-9 RM-GYNECOLOGY HALLWAYS SERVICE 3/11/13 NNMC-9 1 FCA_PAINT

B2VD64
AH-SINK PIPE BUSTED IN DISH ROOM-NNMC-9, RM 
0315A

SERVICE 3/12/13 NNMC-9 1 PLUMBING

B2VDZB AH-ROOM TO COLD-NNMC-9, RM-21 SERVICE 3/14/13 NNMC-9 1 HVAC
B2VHBK REPAIR LEAK B-9 RM-0700 SERVICE 3/22/13 NNMC-9 1 REPAIR
B2VHSB 3 URINALS CLOGGED - BLDG 9, RM 2202 SERVICE 3/25/13 NNMC-9 1 PLUMBING

B2W442
Toilet Keeps Flushing, B-9, RM-0227-CENTRAL 
DISTRIBUTION MENS RESTROOM

SERVICE 3/27/13 NNMC-9 1 PLUMBING

B2VKGB -AH 2 HOT CLOSET B-9 RM-2318A & 2203 SERVICE 3/24/13 NNMC-9 1

B2W4DL
Exhaust Ceiling Grilles,Bldg 9 Investigational Pharmacy 
 Room 2309

SERVICE 3/27/13 NNMC-9 1 HVAC

B2W4DN Bldg 9A ICU Pharmacy Room 3203 Temp Control SERVICE 3/27/13 NNMC-9 1 HVAC

B2W5MC Locks- OB/GYN SERVICE 3/28/13 NNMC-9 4 LOCKS

B4PGRL
BROKEN TOILET SEAT - SINGLE BATHROOM - BLDG 9, 
RM 0702

SERVICE 6/18/13 NNMC-9 1 REPAIR

B2WBGT
EMCOR Mechanical and Electrical Support for Shutdown 
of Entire substation #1

SERVICE 4/3/13 NNMC-9 1 ELECTRICAL

B2WVNY HOT CALL, B-9, RM-1283 GENERAL SURGERY SERVICE 4/10/13 NNMC-9 1 HVAC
B2WVJY -AH HOT CLOSET B-9 RM-1652A SERVICE 4/9/13 NNMC-9 1
B2WVK4 -AH SINK LEAK. B-9 RM-760 SERVICE 4/9/13 NNMC-9 1

B2WX62
PATCH & PAINT - CRACKED WALLS - PACU - BLDG 9, RM 
3026 - BAYS 20 & 22

SERVICE 4/11/13 NNMC-9 1 FCA_PAINT

B2WWT3 -AH LOCKERS B-9 RM-3560 SERVICE 4/10/13 NNMC-9 1

B2WWT4 -AH DOOR B-9 RM-PACU SERVICE 4/9/13 NNMC-9 1

B2WX7X
OUTLET NOT WORKING, B-9, ACROSS FROM THE 
GALLEY, NEAR THE MORGUE

SERVICE 4/11/13 NNMC-9 1 ELECTRICAL
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B2WWTX
OUTAGE ASSISTANCE FOR EXHAUST FAN 42A  WTA 097, 
B-9-GALLEY

SERVICE 4/10/13 NNMC-9 1 ELECTRICAL

B2XSNS AIR HANDLER 57 - B-9 WEST PENTHOUSE SERVICE 4/15/13 NNMC-9 1 HVAC

B2XT34 PNUEMATIC TUBES DOWN, B-9,RM-2315- PHARMACY SERVICE 4/15/13 NNMC-9 1 HVAC

B2XSF7 HOT AIR, B-9, ENTRANCE FOYER SERVICE 4/12/13 NNMC-9 1 HVAC
B2XSVX WATER SOFTENER ALARM B-9 BASEMENT SERVICE 4/15/13 NNMC-9 1 PLUMBING

B2XSPW
HIGH AIR PRESSURE ALARM, B-9., RMS-2671 & 2674 
OMS CLINIC

SERVICE 4/15/13 NNMC-9 1 HVAC

B2XW38 EXHAUST DUCT EF-40 & TF-82 B-9 BASEMENT SERVICE 4/17/13 NNMC-9 1 HVAC

B2XVK7
AH-UPS ALARMING DUE TO A LOSS OF POWER- nnmc-
9,ROOM 0229A

SERVICE 4/13/13 NNMC-9 ELECTRICAL

B2XVL9 AH-POWER OUTAGE-nnmc-9,ROOM 0261 SERVICE 4/14/13 NNMC-9 ELECTRICAL

B2XVLD
AH-TOO HOT IN STERILE PROCESSING-NNMC-9- STERILE 
PROCESSING

SERVICE 4/14/13 NNMC-9 HVAC

B2XVG7 AH-CEILING LIGHT FALLING OUT-nnmc-9-RM-TRE 1 SERVICE 4/12/13 NNMC-9 PLUMBING

B2XVLK
AH-LOST POWER TO NETWORK CLOSET-NNMC-9-RM 
2318 A

SERVICE 4/14/13 NNMC-9 ELECTRICAL

B2XVTX TUBES DOWN - BLDG 9, RM 2315 SERVICE 4/17/13 NNMC-9 1 REPAIR
B2XVXN HIGH PRESSURE B-9 RM-2671 & 2674 SERVICE 4/17/13 NNMC-9 1 HVAC

B2XW7H
AH-TOO HOT IN STERILE PROCESSING-NNMC-9-ROOM 
0217

SERVICE 4/16/13 NNMC-9 1 HVAC

B2XWC4
BROKEN BATHROOM LOCK - CAN GO IN BUT CAN'T GET 
OUT - BLDG 9, RM 2869

SERVICE 4/18/13 NNMC-9 1 LOCKS

B2XVKX
AH-GAYLORD BLOWERS NEED TO BE TURNED ON IN 
NUTRITION LAB-nnmc-9-ROOM 0330-

SERVICE 4/14/13 NNMC-9 HVAC

B2XW57
AH-HOPPER IN THE EMERGENCY ROOM IS CLOGGED 
AND OVERFLOWING. IT THE BASE WHERE THEY DUMP 
BODILY WASTE IN-NNMC-9-RM 1103

SERVICE 4/15/13 NNMC-9 1 REPAIR

B2XWCZ
AH-HUMIDITY IS TOO HIGH (CURRENTLY AT 73%)-NNMC-
9, RM 2675-

SERVICE 4/17/13 NNMC-9 1 HVAC

B2XWGR OUTAGE Assistance:  UTILITY WTA 099 SERVICE 4/18/13 NNMC-9 1

B2XWZ9
SEWAGE SPILL REPAIRS - BLDG 9, PHARMACY, RMS 
2302,

SERVICE 4/19/13 NNMC-9 1 REPAIR

B2XX72 -AH TOO HOT B-9 RM-1279 SERVICE 4/19/13 NNMC-9 1

B2XWX6 HOT CALL - AFFECTS MRI MACHINES - BLDG 9, RM 100 SERVICE 4/19/13 NNMC-9 1

B2XY4L HOT CALL, B-9, RM-2677- OMFS SERVICE 4/22/13 NNMC-9 1 HVAC

B2XXXK HOT CALL, B-9, RM-2679- OMFS SERVICE 4/22/13 NNMC-9 1 HVAC

B2XY2N
TOILET SEAT COVER MISSING/ SHOWER HEAD IS LOOSE, 
B-9, RMS- 2994 & 2997 UNISEX RESTROOMS

SERVICE 4/22/13 NNMC-9 1 PLUMBING

B2XYGN -AH FRONT PANEL B-9 RM-1010 SERVICE 4/20/13 NNMC-9 1

B2XYMH LOOSE LOCK MECHANISM - BLDG 9, RM 2508 SERVICE 4/22/13 NNMC-9 1 LOCKS
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B2XYKH -AH SINK B-9 RM-2426 SERVICE 4/20/13 NNMC-9 1

B2XYL3 -AH KEYPAD B-9 RM-3510 SERVICE 4/20/13 NNMC-9 1

B2XYL6 -AH HAZARDOUS SMELL B-9 RM-0758 SERVICE 4/21/13 NNMC-9 1

B2XY25 EYE WASH STATIONS B-9 RM-2303, 2317 SERVICE 4/22/13 NNMC-9 1 PLUMBING

B2XYXY Restore proper operation to EF-40 - BLDG 9, MER 4204 SERVICE 4/23/13 NNMC-9 1 HVAC

B2XZDG -AH TEMPERATURE B-9 RM-3233 SERVICE 4/24/13 NNMC-9 1

B2XZDL -AH TUBE SYSTEM B-9 RM-0760 SERVICE 4/24/13 NNMC-9 1

B2XZC8 LIGHT OUT, B-9, RM-2311- PHARMACY SERVICE 4/24/13 NNMC-9 1 ELECTRICAL

B2XZX9 -AH HOT CALL B-9 RM-3233 & 3219 SERVICE 4/25/13 NNMC-9 1
B2XZHF PNEUMATIC SYSTEM DOWN - BLDG 9, RM 2309 SERVICE 4/24/13 NNMC-9 1 CONVEYING

B2XZF3
BLINDES INSIDE WINDOW NOT WORKING, B-9, RM-2206- 
OB-CLINIC

SERVICE 4/24/13 NNMC-9 1 REPAIR

B2XZK8 EXHAUST FAN NOT WORKING, B-9, RM-0380- GALLEY SERVICE 4/24/13 NNMC-9 1 HVAC

B2XZWY COLD CALL, B-9, RM-1279- GENERAL SURGERY SERVICE 4/25/13 NNMC-9 1 HVAC

B2XZW4 -AH PIPE LEAK B-9 RM-3026 SERVICE 4/25/13 NNMC-9 1

B2Y2BC
AH-EXIT SING HANGING FROM CEILING-NNMC-9-RM-
3353

SERVICE 4/25/13 NNMC-9 ELECTRICAL

B2Y2BK SINK LEAK, B-9 BASEMENT, RM-0380T4- NUTRITIONS SERVICE 4/26/13 NNMC-9 1 PLUMBING

B2YB4X PNUEMATIC TUBE, - B-9, PHARMACY SERVICE 5/6/13 NNMC-9 2 REPAIR

B2Y4PH CLOGGED TOILET, B-9, RM-0209- SPD SERVICE 4/29/13 NNMC-9 1 PLUMBING

B2YB7R BROKEN TOILET SEAT - BLDG 9, RM 3621 SERVICE 5/6/13 NNMC-9 1 REPAIR

B2Y82F HOT CALL B-9 RM-1722 SERVICE 5/2/13 NNMC-9 1

B2Y7YM AH-LOUD NOISE COMING FROM PIPE- NNMC-9, RM- SERVICE 5/1/13 NNMC-9 1 PLUMBING

B2Y69Y AH-TOILET OVERFLOWING- NNMC-9- RM 1332 SERVICE 4/26/13 NNMC-9 1 PLUMBING
B2Y6B8 AH-HIGH HUMIDITY- NNMC-9- ROOM 0212A SERVICE 4/27/13 NNMC-9 1 HVAC

B2Y6GF AH-TOILET CLOGGED IN PATIENT BATHROOM-NNMC-62 SERVICE 4/30/13 NNMC-9 1 PLUMBING

B2Y6MM RESTORE OPERATION TO WAGD SYSTEM B-9 MER 0220 SERVICE 5/1/13 NNMC-9 1 HVAC

B2Y5BK LEAK B-9 NEW WEST PENTHOUSE MER SERVICE 4/29/13 NNMC-9 1 HVAC

B2Y5HD DOOR CLOSURE- BETWEEN B-9 & 4 SERVICE 4/29/13 NNMC-9 1 REPAIR

B2Y5SN
AH-CEILING LEAK OUTSIDE OF ROOM- NNMC-9- 
RM3447

SERVICE 4/28/13 NNMC-9 1 PLUMBING

B2Y5KS AH-HOT TEMP IN FREEZER-NNMC-9 SERVICE 4/25/13 NNMC-9 1 HVAC

B2Y5T8 PATCH & PAINT B-9 RM-3530 SERVICE 4/30/13 NNMC-9 1 FCA_PAINT

B2Y5RV AH-OVERFLOWING TOILET-NNMC-9, RM 1332 SERVICE 4/27/13 NNMC-9 1 PLUMBING
B2Y5KR TUBE SYSTEM DOWN - PHARMACY, BLDG 9 SERVICE 4/30/13 NNMC-9 1 REPAIR
B2Y5NN CEILING LEAK B-9 RM-2284 SERVICE 4/30/13 NNMC-9 1 REPAIR
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B2Y58J DOOR HANDLE BROKEN, B-9, RM-2801 SERVICE 4/29/13 NNMC-9 1 REPAIR

B2Y7VY
AH-EYEWASH STATION COLD AND UNEQUAL PRESSURE- 
NNMC-9-3029 PICU UNIT

SERVICE 4/30/13 NNMC-9 1 PLUMBING

B2Y5LH AH-HOT NETWORK CLOSET.-NNMC-9-RM. 0350 SERVICE 4/25/13 NNMC-9 1 HVAC

B2Y82D PRONG BROKEN OFF INSIDE OUTLET - BLDG 9, RM 1626 SERVICE 5/2/13 NNMC-9 1 ELECTRICAL

B2Y97N
Repair the leak at valve # 5 on the clean steam line - 
BLDG 9, MOR Penthouse West

SERVICE 5/3/13 NNMC-9 1 REPAIR

B2Y945 -AH DOOR HANDLE B-9 RM-1344 SERVICE 5/1/13 NNMC-9 1

B2Y94G -AH NO WATER B-9 RM-1344 SERVICE 5/3/13 NNMC-9 1

B2YB8L -AH PRESSURE ALARM GOING OFF B-9 RM-3203 SERVICE 5/6/13 NNMC-9 1
B2YB8R -AH POWER OUT B-9 RM-N/A SERVICE 5/3/13 NNMC-9 1
B2YB8W -AH FALLEN CEILING B-9 RM-N/A SERVICE 5/5/13 NNMC-9 1
B2YB95 -AH HOT CLOSET B-9 RM-2203 SERVICE 5/5/13 NNMC-9 1
B2YB9K -AH HOT CALL B-9 RM-3413 SERVICE 5/3/13 NNMC-9 1

B2YBB8 -AH HOT CLOSET B-9 RM-2203 SERVICE 5/5/13 NNMC-9 1

B2YPZ9 AH-HOT NETWORK CLOSET-NNMC-9, RM-2203 SERVICE 5/6/13 NNMC-9 1 HVAC

B2YPZN AH-ROOM TEMPERATURE TOO HIGH-NNMC-90212-A SERVICE 5/7/13 NNMC-9 1 HVAC

B2YPZR
AH-NEGATIVE PRESSURE ALARM SOUNDING-NNMC-9-
RM 2674

SERVICE 5/7/13 NNMC-9 1 ELECTRICAL

B2YR54 SMALL LEAK, B-9, RM-2311- PHARMACY SERVICE 5/8/13 NNMC-9 1 PLUMBING
B2YPWF AC NOT WORKING, B-9, RM-1778- RADIOLOGY SERVICE 5/8/13 NNMC-9 1 HVAC

B2YPZZ
AH-CHANGE FILTERS ON AIR HANDLER UNITS 52 
THROUGH 59-NNMC-9, PENT HOUSE MECH ROOM

SERVICE 5/6/13 NNMC-9 1 HVAC

B2YPY9
AH-ANTE AND MEDICATION ROOMS ARE TOO COLD-
NNMC-9- RM-3203

SERVICE 5/6/13 NNMC-9 1 HVAC

B2YRTW CEILING LEAK, B-9, BASEMENT, RM-735, LAB SERVICE 5/9/13 NNMC-9 1 PLUMBING

B2YRD7 -AH HOT NETWORK CLOSET B-9 RM-0835, 2203, 2318A SERVICE 5/7/13 NNMC-9 1

B2YRDB
Remove and wash HVAC Stage 3RD filters -B-9- Air 
Handler Units 54

SERVICE 5/8/13 NNMC-9 1 HVAC

B2YRDC
Remove and wash HVAC Stage 3RD filters -B-9- Air 
Handler Units 55

SERVICE 5/8/13 NNMC-9 1 HVAC

B2YRDF
Remove and wash HVAC Stage 3RD filters -B-9- Air 
Handler Units 56

SERVICE 5/8/13 NNMC-9 1 HVAC

B2YRDH
Remove and wash HVAC Stage 3RD filters -B-9- Air 
Handler Units51L

SERVICE 5/8/13 NNMC-9 1 HVAC

B2YRX6 -AH TOO HOT IN STERILE PROCESSING B-9 RM-0212A SERVICE 5/9/13 NNMC-9 1

B2Z2CF -AH SPARK AND WIRE. B-9 RM-PATIENT TRAY SERVICE 5/9/13 NNMC-9 1 ELECTRICAL

B2YR7P
RESET HIGH PRESSURE ALARM SENSOR B-9 PENTHOUSE 
MECH ROOM WEST.

SERVICE 5/8/13 NNMC-9 1 HVAC

B2YR7T
BROKEN DOOR HANDLE - BACK DOOR - LINEN ROOM - 
BLDG 9, RM 0251

SERVICE 5/8/13 NNMC-9 1 LOCKS
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B2YR69 HOT CALL- B-9, RM-2715- UROLOGY CLINIC SERVICE 5/8/13 NNMC-9 1 HVAC

B2Z2HB
PNEUMATIC TUBE SYS DOWN - BLDG 9, TUBE 131, LAB, 
RM 0760

SERVICE 5/9/13 NNMC-9 1 REPAIR

B2Z9TW OUTLET NOT WORKING, B-9, RM-2897- CARDIOLOGY SERVICE 5/10/13 NNMC-9 1 ELECTRICAL

B2YZSY repair men's head- Bldg. 9- rm-1677 SERVICE 5/9/13 NNMC-9 1 ELECTRICAL

B2ZCD5 COLD CALL, B-9, RM-1637- TRANSPLANT SERVICE 5/13/13 NNMC-9 1 HVAC

B2ZCH5 HIGH AND LOW PRESSURE, B-9, RMS 2671 & 2674- OMF SERVICE 5/13/13 NNMC-9 1 HVAC

B2ZCG3
OUTLET NOT WORKING, B-9, RM-2761- UROLOGY 
CLINIC

SERVICE 5/13/13 NNMC-9 1 ELECTRICAL

B2ZCTS AH-TOO HOT,NNMC-9, RM-2012A SERVICE 5/9/13 NNMC-9 1 HVAC

B2ZD6X
PNEUMATICS TUBE DOWN - SENSOR SWITCH NOT 
WORKING - STATION 4W - BLDG 9, RM 2317

SERVICE 5/14/13 NNMC-9 1 CONVEYING

B2ZD7K PATCH & PAINT - BLDG 9, RM 2527, 2527B SERVICE 5/14/13 NNMC-9 1 FCA_PAINT

B2ZD9S AH-CEILING LEAKING. NNMC-9, RM 3701 SERVICE 5/10/13 NNMC-9 1 PLUMBING
B2ZD9Z CLOGGED TOILET, B-9, RM-1953- RADIOLOGY SERVICE 5/14/13 NNMC-9 1 PLUMBING

B2ZCLD WINDOW LEAK B-9 RM-2303 FRONT OF PHARMACY SERVICE 5/13/13 NNMC-9 PLUMBING

B2ZGGM
AH-PATIENT BATHROOM DOOR NOT WORKING 
PROPERLY, NNMC-9

SERVICE 5/12/13 NNMC-9 1 REPAIR

B2ZDVM AH-LOSS OF POWER TO EQUIPMENT, NNMC-9RM 0380, SERVICE 5/11/13 NNMC-9 1 ELECTRICAL

B2ZF7M AH-POSSIBLE CEILING LEAK. NNMC-9- 799 SERVICE 5/12/13 NNMC-9 1 PLUMBING

B2ZFWZ
AH-LEAKING FROM CEILING/DRAIN BACK UP- NNMC-9-
RM-3123

SERVICE 5/13/13 NNMC-9 1 PLUMBING

B326B5
AH-CEILING LEAK DRIPPING ON EQUIPMENT-NNMC-9-
O.R. ON 3RD FLOOR

SERVICE 5/14/13 NNMC-9 1 PLUMBING

B326N6 AH-OUTLET NOT WORKING- NNMC-9, RM-2897 SERVICE 5/14/13 NNMC-9 1 ELECTRICAL

B2ZCPY AIR VENT, B-9, RM-1263 General Surgery SERVICE 5/13/13 NNMC-9 1 HVAC

B326MC AH-POWER OUTAGE- NNMC-9, 1314 SERVICE 5/14/13 NNMC-9 1 ELECTRICAL

B3269S
AH-OUTLET NOT WORKING-POWERS COMPUTER-
BUILDING 9, ROOM 3538

SERVICE 5/13/13 NNMC-9 1 ELECTRICAL

B327HL EMERGENCY POWER SOURCE B-9 RM-0201 SERVICE 5/17/13 NNMC-9 1 ELECTRICAL
B326P4 TOILET LEAK, B-9, RM-3231A SERVICE 5/16/13 NNMC-9 1 PLUMBING

B326PF CARPET SQUARES, B-9, RM-2816- CARDIVASCULAR SERVICE 5/16/13 NNMC-9 1 REPAIR

B4PHPD BROKEN TOILET SEAT - BLDG 9, RM 3107A SERVICE 6/18/13 NNMC-9 1 REPAIR

B327HH TIGHTEN SCREWS ON DOOR LOCK - BLDG 9, RMS 1340 SERVICE 5/17/13 NNMC-9 1 LOCKS

B327BJ REPAIR DOOR CLOSERS - BLDG 9, DOOR # 0699 SERVICE 5/17/13 NNMC-9 1 REPAIR

B327FS CEILING LEAK B-9 RM-0829 SERVICE 5/17/13 NNMC-9 1 REPAIR
B4MR3M HOT CALL, B-9, SLEEP CLINIC SERVICE 5/20/13 NNMC-9 1 HVAC
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B4MR4B HOT CALL - BLDG 9, - OR - RM 2966 SERVICE 5/20/13 NNMC-9 1 HVAC

B4MSCN
AH- BACK ENTRANCE DOORS NOT FUNCTIONING, NOT 
CLOSING PROPERLY- NNMC-9,RM 3551

SERVICE 5/19/13 NNMC-9 1 REPAIR

B4MSDH AH- HUDMITY IS TO HIGH- NNMC-9. MOR SERVICE 5/20/13 NNMC-9 1 HVAC

B4MTWX BROKEN DOOR KNOB, B-9, RM-2336- GYN CLINIC SERVICE 5/21/13 NNMC-9 1 REPAIR

B4MVMF -AH LEAK B-9 RM-CARDIOLOGY SERVICE 5/21/13 NNMC-9 1

B4MVTN
THERMASTAT NOT WORKING, B-9, RMS- 2708, 2723, 
2759, 2758,2756, 2779 & 2772

SERVICE 5/22/13 NNMC-9 1 HVAC

B4MVD3 LIGHTS OUT, B-9, RM-1280- GENERAL SURGERY SERVICE 5/22/13 NNMC-9 1 ELECTRICAL

B4MVD6
CLOGGED WATER FOUNTAIN, B-9, OUTSIDE RM-1211- 
GENERAL SURGERY

SERVICE 5/22/13 NNMC-9 1 PLUMBING

B4MYLJ
PATCH & PAINT - HOLE IN BASE OF WALL - BLDG 9, 
HALLWAY, OUTSIDE 3530

SERVICE 5/28/13 NNMC-9 1 FCA_PAINT

B4MXCG NO POWER TO OUTLET B-9 RM-3532 SERVICE 5/23/13 NNMC-9 1 ELECTRICAL

B4MXCB
BROKEN PLASTIC CASE AROUND FLOURESCENT LIGHT - 
BLDG 9, NEAR RM 1394A

SERVICE 5/23/13 NNMC-9 1 REPAIR

B4MXVG
CEILING LEAK - DRIPPING FROM VENT - BLDG 9, NEAR 
RM 1689

SERVICE 5/24/13 NNMC-9 1 REPAIR

B4MXZF CANNOT OPEN SAFE B-9 RM-0343B SERVICE 5/24/13 NNMC-9 1

B4MXZT -AH HOT CALL B-9 RM-780 SERVICE 5/24/13 NNMC-9 1

B4MX7V
Replace the damaged vinyl cove base -BLDG 9 NEAR 
1839

SERVICE 5/23/13 NNMC-9 1 REPAIR

B4MWM
N

OVERHEAD LIGHTS RM-2675 B-9 OPERATING ROOM SERVICE 5/23/13 NNMC-9 1 ELECTRICAL

B4N4WD
COLD CALL - PATIENT EXAM ROOMS - BLDG 9, ENTIRE 
GYN CLINIC - 2ND FLOOR

SERVICE 5/29/13 NNMC-9 1

B4N6WP HOT CALL, B-9, RM-0732, LAB- BASEMENT SERVICE 5/30/13 NNMC-9 1 HVAC
B4N6CV HOT CALL, B-9, RM-2475- PHLEBOTOMY LAB SERVICE 5/30/13 NNMC-9 1 HVAC

B4N6VD HOT CALL B-9 RM-3516 SERVICE 5/30/13 NNMC-9 1 HVAC

B4N6Z4 HOT CALL, B-9, RM-205A, STERILE PROCESSING SERVICE 5/30/13 NNMC-9 1 HVAC

B4N9WH
CLOGGED SINK, B-9-  RM-1816-RADIOLOGY 1ST FL. 
LOCKER ROOM

SERVICE 5/31/13 NNMC-9 1 PLUMBING

B4NB4P LIGHTS OUT, B-9, RM-1708- PULMINARY SERVICE 5/31/13 NNMC-9 1 ELECTRICAL

B4NHJL POWER OUT B-9 RM-0740 PATHOLOGY BASEMENT SERVICE 6/3/13 NNMC-9 1 ELECTRICAL

B4NHHX
WATER LEAKING FROM VENT WHERE PATIENTS ENTER - 
BLDG 9, UROLOGY ENTRY

SERVICE 6/3/13 NNMC-9 1 PLUMBING

B4NHH9
DOOR LEADING TO MRI NOT FUNCTIONING PROPERLY - 
CYPHER LOCK - BLDG 19, RM B-043

SERVICE 6/3/13 NNMC-9 1 LOCKS

B4NHTK -AH HOT CALL B-9 RM-2460 SERVICE 5/30/13 NNMC-9 1

B4NX6R
AH-REPAIR POTHOLE IN FRONT OF BLDG 9 @ THE 
CIRCLE OF R.B BROWN RD

SERVICE 6/9/13 NNMC-9 1 REPAIR

B4NWSB
AH-TEMPERATURE TOO HIGH IN DENTAL OFFICE- NNMC-
9- 2ND FLOOR,

SERVICE 6/7/13 NNMC-9 1 HVAC
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B4NL7K -AH URINAL B-9 RM-MALE LOCKER ROOM SERVICE 6/2/13 NNMC-9 1
B4NKWK -AH TOO HOT B-9 RM-2317 SERVICE 6/4/13 NNMC-9 1
B4NKWL -AH RESET R.O. TANK B-9 RM-N/A SERVICE 6/4/13 NNMC-9 1

B4NKWM -AH COLD CALL B-9 RM-2460 SERVICE 5/31/13 NNMC-9 1

B4NKTJ Lock- OBGYN SERVICE 6/4/13 NNMC-9 3 LOCKS
B4NL6J PNUEMATIC TUBE, B-9, PHARMACY SERVICE 6/4/13 NNMC-9 1 HVAC
B4NKRB REPAIR BACKFLOW PREVENTER B-9 RM-MER 0220 SERVICE 6/4/13 NNMC-9 1 PLUMBING

B4SNX9
AH-OUTLETS NOT WORKING IN OUT PATIENT 
PHARMACYNNMC-98.RM 2303

SERVICE 8/22/13 NNMC-98 1 ELECTRICAL

B4VB3P CALL BELL SYSTEM ALERT - BLDG 9A, NURSE STATION SERVICE 9/18/13 NNMC-9A 1 ELECTRICAL

B3265S
CALL BELL NOT WORKING - HILL ROM - ICU - BLDG 9A, 
RM 3444

SERVICE 5/15/13 NNMC-9A 1 ELECTRICAL

B4PTXF
REPLACE BREAKER TO HANDLE LOAD OF 3 BLANKET 
WARMER MACHINES - BLDG 9A, CORRIDOR NEAR 2012

SERVICE 6/28/13 NNMC-9A 1 ELECTRICAL

B4PWWC RESECURE EXIT SIGN B-9A OUTSIDE RM-3606 SERVICE 7/1/13 NNMC-9A 1 STRUCTURAL

B4SNWB CEILING LEAK B-9A SICU RM-3220 SERVICE 8/22/13 NNMC-9A 1 STRUCTURAL

B4VC3L AC UNIT NOT WORKING - BLDG 9A, MER SERVICE 9/20/13 NNMC-9A 1 HVAC

B4TRR6 DOOR DRAGGING B-9A RM-2025 SERVICE 9/4/13 NNMC-9A 1 STRUCTURAL

B4TSKT DOOR NOT LOCKING PROPERLY B-9A RM-4157 SERVICE 9/5/13 NNMC-9A 1 STRUCTURAL

B4TTGH REPAIR DOOR B-9A RM-2827 SERVICE 9/6/13 NNMC-9A 1 STRUCTURAL

B4PR3S DOOR HINGES ARE LOOSE, B-9A, RM-4165- ICU SERVICE 6/24/13 NNMC-9A 1 STRUCTURAL

B4R6MB REPAIR DOOR B-9A RM-4033 SERVICE 7/8/13 NNMC-9A 1 STRUCTURAL

B4NPKH DOOR WILL NOT STAY OPEN, B-9A, RM-4175- MICU SERVICE 6/6/13 NNMC-9A 1 STRUCTURAL

B4RTYH SMOKE DOOR HINGE BROKEN B-9A RM-1300 SERVICE 7/31/13 NNMC-9A 1 STRUCTURAL

B4SNX3 PATIENT DOOR DOES NOT STAY OPEN B-9A RM-4175 SERVICE 8/22/13 NNMC-9A 1 STRUCTURAL

B4TSSP
DOUBLE DOORS NOT FUNCTIONING CORRECTLY - 
CARDIOVASCULAR INTERVENTION CLINIC - PATIENT 
AREA - BLDG 9A, DOOR 2000

SERVICE 9/6/13 NNMC-9A 1 STRUCTURAL

B4TXWH
DOOR WILL NOT SHUT PROPERLY B-9A RM-STAIRWELL 2 
4TH FLOOR

SERVICE 9/11/13 NNMC-9A 1 STRUCTURAL

B4TXWJ
FIRE DOOR WILL NOT CLOSE PROPERLY – BLDG 9A, 3RD 
FLOOR, STAIRWELL 3

SERVICE 9/11/13 NNMC-9A 1 STRUCTURAL

B4V3KZ DOOR STRIP COMING OFF B-9A RM-2024 SERVICE 9/16/13 NNMC-9A 1 STRUCTURAL

B4VBNK
DOOR NOT CLOSING OR LATCHING B-9A STAIRWELL 
STB3

SERVICE 9/19/13 NNMC-9A 1 STRUCTURAL

B4VBKC DOUBLE DOORS NOT OPENING B-9A RM-B016 SERVICE 9/19/13 NNMC-9A 1 STRUCTURAL

B2TFZX DOOR STRIKE BROKEN B-9A RM-1103 SERVICE 2/21/13 NNMC-9A 1 STRUCTURAL

B2TJXJ FIRE DOOR BROKEN B-9 DOOR # 1856 SERVICE 2/26/13 NNMC-9A 1 STRUCTURAL
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B2TVH6
DOOR NOT CLOSING PROPERLY B-9A FROM NURSE 
STATION TO LOCKER ROOM 1ST FLOOR

SERVICE 3/4/13 NNMC-9A 1 STRUCTURAL

B2XSRM DOOR HANDLE STUCK B-9A RM-4091 SERVICE 4/15/13 NNMC-9A 1 STRUCTURAL

B2XWBV DOOR KNOB INOP B-9A RM-2863 SERVICE 4/18/13 NNMC-9A 1 STRUCTURAL

B2Y6DB DOOR ARM INOPERABLE B-9A RM-4175 SERVICE 5/1/13 NNMC-9A 1 STRUCTURAL

B2Y6K4 DOOR BUTTON BROKEN B-9A RM-3221 SERVICE 5/1/13 NNMC-9A 1 STRUCTURAL

B32676
EMERGENCY EXTERIOR DOOR WON'T LOCK - BLDG 9A, 
STAIRWELL B2, 1ST FLOOR

SERVICE 5/15/13 NNMC-9A 1 LOCKS

B327F9
DOOR NOT LOCKING PROPERLY B-9A DOOR #1522 
NUCULAR MEDICINE

SERVICE 5/17/13 NNMC-9A 1 STRUCTURAL

B4MXDD
DOOR NOT SHUTTING DOWN PROPERLY - SECURITY - 
RADIATION - BLDG 9A, RM 1512, 1526

SERVICE 5/23/13 NNMC-9A 1 STRUCTURAL

B4VCCL
LEAKING SINK FAUCET - BLDG 9A (ARROWHEAD) - RM 
3226

SERVICE 9/20/13 NNMC-9A 1 PLUMBING

B2Y94W CHANGE FILTERS B-9A ROOF SERVICE 5/3/13 NNMC-9A 1 HVAC

B4RCNW DOORS NOT WORKING, B-9A, BY E.R. FRONT DESK SERVICE 7/10/13 NNMC-9A 1 ELECTRICAL

B4RCCL CLOGGED SINK B-9A RM-3322 SERVICE 7/9/13 NNMC-9A 1 PLUMBING
B4RFVL LEAKING UNDER SINK B-10A RM-1004 SERVICE 7/15/13 NNMC-9A 1 PLUMBING

B4RMKF FAUCET LEAK B-9A RM-3222 MEN'S LOCKER ROOM SERVICE 7/25/13 NNMC-9A 1 PLUMBING

B4PTZB SINK LEAK B-9A RM-2881 SERVICE 6/28/13 NNMC-9A 1 PLUMBING

B4RGK4
METAL PIECE STICKING OUT OF OUTLET, B-9A, RM-4175- 
ICU

SERVICE 7/16/13 NNMC-9A 1 ELECTRICAL

B4RL3J
AH-FAUCET NECK IS BROKEN. WATER SPRAYING ALL 
OVER THE FLOOR AND WALL, NNMC-9A,3063

SERVICE 7/21/13 NNMC-9A 1 PLUMBING

B4RTXF
CALL BELL SYSTEM NOT WORKING, B-9A, EMERGENCY 
ROOM

SERVICE 7/31/13 NNMC-9A 1 ELECTRICAL

B4RTZD
CALL BELL SYSTEM COLD BLUE ALARM GOING OFF, B-9A, 
RM-411, ICU

SERVICE 7/31/13 NNMC-9A 1 ELECTRICAL

B4SFML
CALL BELL NOT WORKING, B-9A, RM-1115, EMERGENCY 
ROOM

SERVICE 8/12/13 NNMC-9A 1 ELECTRICAL

B4ST7F
LOW PRESSURE STEAM LINE LEAKING- B-9A,, MECH 
ROOM

SERVICE 8/27/13 NNMC-9A 1 PLUMBING

B4VG4V TOILET LEAK, B-9A , RM-1531, NUCLEAR MEDICINE SERVICE 9/25/13 NNMC-9A 1 PLUMBING

B4MYL7
FAUCET RUNNING & VIBRATIONS RM-1307 INSIDE 1305 
B-9A

SERVICE 5/28/13 NNMC-9A 1 PLUMBING

B4MYS9 Bldg 9A Dometic Water Pump #2 Out of Service SERVICE 5/28/13 NNMC-9A 1 PLUMBING

B4PXHL
ICE MACHINE NOT MAKING ICE - PATIENT USAGE - BLDG 
9A, RM 1010

SERVICE 7/2/13 NNMC-9A 1 APPLIANCE

B4R6BM ICE MACHINE MAKING NOISE, B-9A, RM-1010- E.R. SERVICE 7/5/13 NNMC-9A 1 APPLIANCE

B4RCCS
EYE WASH STATION - LOW PRESSURE - ALSO WITH 
SOME SCALING - BLDG 9A, RM 2336

SERVICE 7/9/13 NNMC-9A 1 PLUMBING

B4SPNT
SHOWER HEAD BROKE OFF - UNOCCUPIED PATIENT 
ROOM - BLDG 9A, RM 3029

SERVICE 8/23/13 NNMC-9A 1 PLUMBING

B4SVG6
NO HOT WATER IN SINK.  NEXT TO MEN’S LOCKER 
ROOM 1301 - BLDG 9A

SERVICE 8/28/13 NNMC-9A 1 PLUMBING
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B4VD97
HOT WATER HANDLE NOT WORKING - LOOSE - BREAK 
ROOM - BLDG 9A, RM 2027

SERVICE 9/23/13 NNMC-9A 1 PLUMBING

B3275M CLOGGED TOILET - OUTSIDE ER - BLDG 9A, RM 1210 SERVICE 5/16/13 NNMC-9A 1 PLUMBING

B4MV76 LEAKING FAUCET  - BLDG 9A, RM 4097 SERVICE 5/21/13 NNMC-9A 1 PLUMBING

B4PWX9 NURSE CALL NOT WORKING - BLDG 9A, RMS 1526, 1522 SERVICE 7/1/13 NNMC-9A 1 ELECTRICAL

B4RLJ6 REPLACE FLICKERING LIGHT - B-9A RM-3362 SERVICE 7/23/13 NNMC-9A 1 ELECTRICAL

B4RMS3 LIGHTS OUT B-9A  BASEMENT RM-B-100 SERVICE 7/25/13 NNMC-9A 1 ELECTRICAL

B2TH4K LIGHTS OUT B-19 ELEVATOR #5 SERVICE 2/22/13 NNMC-9A 1 ELECTRICAL

B2WWS4 LIGHT BULBS REPLACE B-9A ER RM-1005 SERVICE 4/10/13 NNMC-9A 1 ELECTRICAL

B2XYMR LIGHTS OUT B-9A RM-1526 SERVICE 4/22/13 NNMC-9A 1 ELECTRICAL

B2XVDX REMOVE PIPED COFFEE POT - BLDG 9A, RM 4097 SERVICE 4/16/13 NNMC-9A 1 PLUMBING

B2XYRW
PIPE LEAK IN DOCTOR OFFICE - STEADY LEAK - BLDG 9A, 
RM 2017

SERVICE 4/23/13 NNMC-9A 1 PLUMBING

B4V447 -AH NO ELECTRICITY B-9A RM-417 & 420 SERVICE 9/14/13 NNMC-9A 1 ELECTRICAL

B4VDDW
NO POWER IN PERIODONTICS RESIDENT OFFICE - BLDG 
1, RM 2405

SERVICE 9/23/13 NNMC-9A 1 ELECTRICAL

B2XZB7 4 OUTLETS NOT WORKING - BLDG 9A, RM 2424 SERVICE 4/24/13 NNMC-9A 1 ELECTRICAL

B4NB6M
NO POWER B-9A RM-HALLWAY IN ICU MULTIPLE 
OUTLETS

SERVICE 5/31/13 NNMC-9A 1 ELECTRICAL

B4VFVD
Repair/restart sewage ejector pump - Bldg 9A Basement 
Mechanical Room B016

SERVICE 9/25/13 NNMC-9A 1 PLUMBING

B4SLWZ LIGHT SWITCH BROKEN - BLDG 9A, RM 2028, 2024 SERVICE 8/19/13 NNMC-9A 1 ELECTRICAL

B4RRKW BROKEN EMERGENCY EXIT BUTTON - BLDG 9A, RM 3221 SERVICE 7/26/13 NNMC-9A 1 ELECTRICAL

B4R6XG COLD CALL B-9A RM-3203 ICU PHARMACY SERVICE 7/8/13 NNMC-9A 1 HVAC
B4NZL9 HOT CALL B-9A RM-3051 SERVICE 6/12/13 NNMC-9A 1 HVAC
B4PSTM HOT CALL, B-9A, RM-4165, ICU SERVICE 6/26/13 NNMC-9A 1 HVAC

B4PTK9 AH-TOO COLD, NNMC-9A, RM 4121 SERVICE 6/25/13 NNMC-9A 1 HVAC

B4PTKF HOT CALL, B-9A, RMS 2074 & 2062 SERVICE 6/27/13 NNMC-9A 1 HVAC
B4PTLV AH-TOO HOT IN X-RAY ROOM.- 9A, RM-2044 SERVICE 6/26/13 NNMC-9A 1 HVAC

B4PS6X
HOT CALL - ABOUT 80 - EMERGENCY DEPT - BLDG 9A, 
RM 1114

SERVICE 6/26/13 NNMC-9A 1 HVAC

B4R4WZ HOT CALL, B9A, RM-4121- ICU SERVICE 7/5/13 NNMC-9A 1 HVAC

B4PYHY
COLD CALL - TOO COLD FOR MEDICATION STORAGE - 
BLDG 9A, RM 3203

SERVICE 7/2/13 NNMC-9A 1 HVAC

B4SNKW
COLD CALL - TOO COLD IN ICU PHARMACY - BLDG 9A, 
RM 3203

SERVICE 8/22/13 NNMC-9A 1 HVAC

B4SVDN NO AIRFLOW B-9A RM-1207 SERVICE 8/28/13 NNMC-9A 1 HVAC

B4TSNN WAY TOO COLD - MEDICAL ICU - BLDG 9A, RM 4165 SERVICE 9/6/13 NNMC-9A 1 HVAC
B4TVSH -AH A/C NOT WORKING B-9A RM-311 SERVICE 9/7/13 NNMC-9A 1 HVAC
B4VBSW HOT CALL, B-9A RM-2032 & 2042 CATH LAB SERVICE 9/19/13 NNMC-9A 1 HVAC



J-1502000-05 Historical Service Orders FY13
DEFENSE HEALTH AGENCY

Page 188 of 242

Work 
Order

Description Work Type Location Priority Failure Class
Reported 

Date

B4VBT4 -AH TOO COLD B-9A RM-4107 SERVICE 9/19/13 NNMC-9A 1 HVAC
B4VBT6 -AH HOT CALL B-9A RM-4137 SERVICE 9/18/13 NNMC-9A 1 HVAC
B4VCGG -AH HOT CALL B-9A RM-3203 SERVICE 9/19/13 NNMC-9A 1 HVAC
B4VBHM COLD CALL, B-9A, RM-4121, MICU SERVICE 9/19/13 NNMC-9A 1 HVAC

B4VGDJ
HOT CALL - TOO HOT IN PATIENT ROOM - BLDG 9A, RM 
4165

SERVICE 9/26/13 NNMC-9A 1 HVAC

B2XWDN
PNEUMATIC TUBE SYSTEM SIGNED OFF B-9A 1ST FLOOR 
ER

SERVICE 4/18/13 NNMC-9A 1 HVAC

B2XWCV HOT CALL - BLDG 9A, RM 2076, 2064 SERVICE 4/18/13 NNMC-9A 1 HVAC

B2YCWJ
COMPUTER ROOM AIR CONDITIONER INOP B-9A RM-
B007

SERVICE 5/7/13 NNMC-9A 1 HVAC

B4N73Y
COLD CALL - BELOW STORAGE TEMP - ICU PHARMACY - 
BLDG 9A, RM 3202

SERVICE 5/30/13 NNMC-9A 1 HVAC

B4NWTP
AH-WARM IN ROOM. UNCOMFORTABLE TEMP.nnmc-9, 
RM 3101

SERVICE 6/9/13 NNMC-9A 1 HVAC

B4PR3J
PNUEMATIC TUBE NOT WORKING, B-9, RM-1114, 
NURSING STATION, E.R.

SERVICE 6/24/13 NNMC-9A 1 HVAC

B4R94Y
AH-PNEUMATIC TUBE SYSTEM IS DOWN, NNMC-9A- 
ROOM 3203

SERVICE 7/7/13 NNMC-9A 1 HVAC

B4RFSN
TUBE SYSTEM GOING TO PHARMACY DOWN B-9A SICU 
RM-NURSE STATION 3RD FLOOR

SERVICE 7/15/13 NNMC-9A 1 HVAC

B4NW9G PNEUMATIC TUBES B-9A RM- BY NURSE STATION 1114 SERVICE 6/10/13 NNMC-9A 1 HVAC

B4P9YV
PNEUMATIC TUBE SYSTEM DOWN B-9A 1ST FLOOR 
NURSING STATION 1114

SERVICE 6/14/13 NNMC-9A 1 HVAC

B4TWWZ PNUEMATIC TUBE, B-9A, NURSE STATION, E.R. SERVICE 9/10/13 NNMC-9A 1 HVAC

B4NL46
PNEUMATIC TUBE SYSTEM B-9A RM-NURSE STATION @ 
ER

SERVICE 6/4/13 NNMC-9A 1 HVAC

B4NRH3
Remove debris and clean Bldg 9A Air Intake Plenum - 
Basement Mechanical Room

SERVICE 6/7/13 NNMC-9A 1 HVAC

B4NMKH PATCH & PAINT B-9A RM-2106 SERVICE 6/5/13 NNMC-9A 1 STRUCTURAL

B4SLBP PATCH & PAINT & REPAIR CARPET B-9 RM-0723 SERVICE 8/19/13 NNMC-9A 1 STRUCTURAL

B4SK6Y
POSITIVE PRESSURE, B-9A, RMS- 305 & 306 INSIDE 
ROOM 3039, SICU

SERVICE 8/15/13 NNMC-9A 1 HVAC

B4SKJG -AH CLOGGED TOILET B-9A RM-1103 SERVICE 8/15/13 NNMC-9A 1

B4TRMN
AH-NEED ADAPTER OFF A SINK TO SERVICE A PATIENT-
NNMC-9A, RM 4165

SERVICE 9/1/13 NNMC-9A 1

B4TRN4
AH-TOO WARM IN MEDICATION ROOM-NNMC-9A, RM-
3051

SERVICE 9/2/13 NNMC-9A 1

B4TRND AH-B-B-9A, RM3221-RELAMP SUPPLY ROOM SERVICE 9/1/13 NNMC-9A 1

B4TS63 CALLBELL NOT RESPONDING B-9A RM-1218 ER SERVICE 9/5/13 NNMC-9A 1 ELECTRICAL

B4TSFZ AH-NNMC-9A, REPAIR DOOR HANDLE SERVICE 9/4/13 NNMC-9A 1

B4PWRH -AH CODE ALARM B-9A RM-322 SERVICE 6/28/13 NNMC-9A 1

B4PWSX -AH COLD  CALL B-9A RM-4165 SERVICE 6/28/13 NNMC-9A 1

B4R944
AH-LOOSE TUBE HANGING FROM FAUCET.NNMC-
9A,3083

SERVICE 7/7/13 NNMC-9A 1
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B4RGP6 AH-TOO WARM IN ROOMS, NNMC-9A,RM 3410 SERVICE 7/13/13 NNMC-9A 1

B4RS6M -AH COLD CALL B-9A RM-3203 SERVICE 7/25/13 NNMC-9A 1
B4RSDD -AH SICU HOT B-9A RM-3416 SERVICE 7/27/13 NNMC-9A 1
B4S4KY AH-MEN TOILET OVER FLOW NNMC-9A, RM 1913 SERVICE 8/5/13 NNMC-9A 1

B4S9S7 -AH KEY PAD REPAIR B-9A RM-3026 SERVICE 8/3/13 NNMC-9A 1 STRUCTURAL

B4SVRJ REWORK-KEY STUCK IN DOOR, B-9A, RM-3058 SERVICE 8/29/13 NNMC-9A 1 LOCKS

B4NPPH WATER FOUNTAIN, B-9A, NEAR ROOM 1442 SERVICE 6/6/13 NNMC-9A 1 PLUMBING

B4NPJS
INSTALL ELECTRIC SOCKET IN EXISTING HOLE - BLDG 9A, 
RM 1314

SERVICE 6/6/13 NNMC-9A 1

B4NZGS Patch & Paint the east wall in building 9A room 4168 SERVICE 6/12/13 NNMC-9A 1 FCA_PAINT

B4NZZF PATCH & PAINT B-9A RM-2840 SERVICE 6/13/13 NNMC-9A 1 FCA_PAINT

B4PTJP
AH-SINK CONTUNUES TO RUN EVEN WITH THE 
HANDLES TIGHTENED- B-9A, RMRM 4135-

SERVICE 6/25/13 NNMC-9A 1 PLUMBING

B4PS9L
Remove door closer and fix the lockset for patient 
privacy - BLDG 9A, Nuclear Med Room 1507

SERVICE 6/26/13 NNMC-9A 1 LOCKS

B4PV7N -AH POWER OUT B-9A RM-FACING ROOM CC317 SERVICE 6/26/13 NNMC-9A 1
B4R6MT -AH NO A/C B-9A ER SERVICE 7/3/13 NNMC-9A 1

B4RDLS -AH CONTINUOUS FAUCET LEAK B-9A RM-1797 SERVICE 7/11/13 NNMC-9A 1

B4RDPS
TUBE SYSTEM OFF LINE - ICU PHARMACY- BLDG 9A, RM 
3203

SERVICE 7/12/13 NNMC-9A 1 REPAIR

B4RHFS CALL BELL SYSTEM BEEPING B-9A RM-4168 SERVICE 7/17/13 NNMC-9A 1 ELECTRICAL

B4RJZ4
DOOR WILL NOT LATCH - SUPPLY ROOM - BLDG 9A, RM 
4175

SERVICE 7/19/13 NNMC-9A 1 LOCKS

B4RJN3 -AH COLD CALL B-9A RM-3230 SERVICE 7/18/13 NNMC-9A 1

B4RJC3 -AH REPLACE FLICKERING B-9A RM-3360 SERVICE 7/17/13 NNMC-9A 1 ELECTRICAL

B4RLKP
REPLACE PULL KNOB ON DOOR - BLDG 9A, EMERGENCY 
DEPT, ED RM 10

SERVICE 7/23/13 NNMC-9A 1 LOCKS

B4RMT7 HOT CALL B-9A RM-B01-01 BY ELECTRICAL PANEL BS-30 SERVICE 7/25/13 NNMC-9A 1

B4RV6N
POOR VACUUM SUCTION - VACUUM HOOKUP - PREP 
RECOVERY - BLDG 9A, RM 2424

SERVICE 7/31/13 NNMC-9A 1 ELECTRICAL

B4RV9W OUTLET NOT WORKING, B-9A, RM 3093 SERVICE 7/31/13 NNMC-9A 1 ELECTRICAL

B4SFPH -AH HOT CALL B-9A RM-0103 SERVICE 8/8/13 NNMC-9A 1

B4SP7Z
CEILING LEAK B-9A RM-SICU NURSE STATION 3RD 
FLOOR

SERVICE 8/23/13 NNMC-9A 1

B4STCB
TUBE SYSTEM DOWN - "SIGNED OFF" - EMERGENCY 
MEDICINE (ER)BLDG 9A, 1ST FLOOR

SERVICE 8/27/13 NNMC-9A 1 HVAC

B4SVFT CALL BELL SYSTEM MALFUNCTION B-9A RM-2424 & ER SERVICE 8/28/13 NNMC-9A 1 ELECTRICAL

B4SVHJ WET BOOMS - BLDG 9A, RM 3029 SERVICE 8/28/13 NNMC-9A 1 ELECTRICAL

B4TSVP
CALL BELL SYSTEM B-9A RM-3RD & 4TH FLOOR WAITING 
AREAS

SERVICE 9/6/13 NNMC-9A 1 ELECTRICAL
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B4TXXB DOOR HANDLE BROKEN – BLDG 9A, RM 4159 SERVICE 9/11/13 NNMC-9A 1 LOCKS

B4TZ7C COMPRESSORS LEAKING B-9A RM-B003 SERVICE 9/12/13 NNMC-9A 1 ELECTRICAL

B4VCHW PATCH & PAINT  - BLDG 9A, RMS 2024, 2050, 2042, 2032 SERVICE 9/20/13 NNMC-9A 1 FCA_PAINT

B2TGWC
NO HOT WATER - LADIES LOCKER ROOM - BLDG 9A, RM 
1301

SERVICE 2/22/13 NNMC-9A 1 PLUMBING

B2WBF6 HVAC REPAIRS B-9A ICU PHARMACY SERVICE 4/3/13 NNMC-9A 1 HVAC

B2WVRR
NO NEGATIVE PRESSURE, B-9A, SICU-RM-3019,3059, 
3053, 3057, 3069, 3083, 3089, 3101

SERVICE 4/10/13 NNMC-9A 1 HVAC

B2XVZX
OUTLETS NOT WORKING, B-9A, RM-3008- RESPIRATORY 
THERAPY

SERVICE 4/17/13 NNMC-9A 1 ELECTRICAL

B2XW6C NEGATIVE PRESSURE ROOMS ARE UNSTABLE - BLDG 9A SERVICE 4/17/13 NNMC-9A 1 HVAC

B2XVLP
AH-POC WANTS PATIENT OCCUPIED NEGATIVE 
PRESSURE ROOM INSPECTED.-NNMC-9A-1232

SERVICE 4/14/13 NNMC-9A HVAC

B2XVLS AH-TOILET OVERFLOWING.-NNMC-9A-RM 1201 SERVICE 4/14/13 NNMC-9A PLUMBING

B2XW45 AH-HOT TEMP IN AREA-NNMC-9A-RM 1762 SERVICE 4/12/13 NNMC-9A 1 HVAC

B2XYMN TOILET NOT FLUSHING B-9A RM-1531 SERVICE 4/22/13 NNMC-9A 1 REPAIR

B2XYN2
WATER COMING OUT THE FAUCET BROWN, B-9A, RM-
1210 EMERGENCY ROOM

SERVICE 4/22/13 NNMC-9A 1 PLUMBING

B2XYKP -AH LEAK B-9A RM-3438 SERVICE 4/21/13 NNMC-9A 1

B2XY2C EYE WASH STATIONS B-9A RM-3203 SERVICE 4/22/13 NNMC-9A 1 PLUMBING

B2XZ4K CLOGGED TOILET, B-9A, RM-1210-NUCLEAR MEDICINE SERVICE 4/23/13 NNMC-9A 1 PLUMBING

B2XZCZ -AH LOCK B-9A RM-1216 SERVICE 4/23/13 NNMC-9A 1

B2Y29F CLOGGED TOILET, B-9A, RM-3226- ICU SERVICE 4/26/13 NNMC-9A 1 PLUMBING

B2Y4M2 OUTLET NOT WORKING, B-9A, RM-3203 ICU PHARMACY SERVICE 4/29/13 NNMC-9A 1 ELECTRICAL

B2Y6BC
AH-TOO COLD IN PATIENT ROOM-NNMC-9A-ROOM 
3041

SERVICE 4/27/13 NNMC-9A 1 HVAC

B2YB4C
HOT CALL, B-9A, RMS-2026, 2034, 2044, 2052 
CARDIOLOGY

SERVICE 5/6/13 NNMC-9A 1 HVAC

B2YCZ4
CIPHER LOCK HANDLE DOES'NT OPEN DOOR - BLDG 9A, 
RM 2877

SERVICE 5/7/13 NNMC-9A 1 LOCKS

B2YB9L -AH PRESSURE ROOM B-9A RM-3203 SERVICE 5/4/13 NNMC-9A 1
B2YRXL PNUEMATIC TUBE, B-9A, RM-3203 ICU PHARMACY SERVICE 5/9/13 NNMC-9A 1 HVAC

B2YRNH SINK HANDLE LEAKING, B-9A, RM-1301- E.R. SERVICE 5/9/13 NNMC-9A 1 PLUMBING

B2YRPJ COLD CALL, B-9A, RM-4147-ICU SERVICE 5/9/13 NNMC-9A 1 HVAC

B2Z9NN Plenum Filters Bldg. 9A Mechanical Room SERVICE 5/10/13 NNMC-9A 1 HVAC

B326BJ
AH-OUTLET COMING AWAY FROM WALL. NNMC-9- RM 
1218 EAST

SERVICE 5/13/13 NNMC-9A 1 ELECTRICAL

B327GG PNEUMATIC TUBE DOWN - BLDG 9A, RM 1114 SERVICE 5/17/13 NNMC-9A 1 REPAIR

B4MRWT
OLD CYPHER LOCK BROKEN - WON'T SECURE - BLDG 9A, 
DOOR 2487

SERVICE 5/21/13 NNMC-9A 1 LOCKS

B4MVVS -AH LEAK B-9A RM-1861 SERVICE 5/21/13 NNMC-9A 1
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B4MYWN -AH VENT FAN B-9A RM-4016 SERVICE 5/27/13 NNMC-9A 1

B4N6HN
HOT CALL, B-9A, RMS- 2024, 2028, 2042, & 2050- 
CARIDOLOGY CATH.

SERVICE 5/30/13 NNMC-9A 1 HVAC

B4N6HB PNUEMATIC TUBE, B-9A, NURSING STATION, E.R. SERVICE 5/30/13 NNMC-9A 1 HVAC
B4N9X3 FAUCET LEAK AND LOOSE, B-9A, RM-1225- E.R. SERVICE 5/31/13 NNMC-9A 1 PLUMBING
B4NX6C AH-SINK IS LEAKING, NNMC-9A, RM-3010 SERVICE 6/10/13 NNMC-9A 1 PLUMBING
B4NX6H AH-REPAIR FAN IN MORGUE-NNMC-9, MORGUE SERVICE 6/7/13 NNMC-9A 1 HVAC
B4NL6L -AH LOW PRESSURE B-9A RM-3079 SERVICE 6/1/13 NNMC-9A 1
B4W79C AH-CALL BELL SYSTEM DOWN B-10 5CENTER URGENT 10/8/13 NNMC-10 1 ELECTRICAL
B4WKYR AH-CALL BELL SYSTEM INOP B-9 RM-3505 URGENT 10/13/13 NNMC-10 1 ELECTRICAL
B4WPHD AH- ALARMS B-10 RM-CDO DESK URGENT 10/21/13 NNMC-10 1 ELECTRICAL

B4XVJC
CALL BELL CROSSED - BED A SHOWS UP AS BED B - BLDG 
10, 5C, RM 5036

URGENT 11/14/13 NNMC-10 1 ELECTRICAL

B4WBTR
CALL BELL LIGHT NOT WORKING CORRECTLY - PATIENT 
ROOM  - BLDG 10, RM 7069

URGENT 10/9/13 NNMC-10 1 ELECTRICAL

B4XVYW
LOTS OF STATIC ON CALL BELL - HARD TO HEAR - 
PATIENT ROOM - BLDG 10, 5E, RM 5107

URGENT 11/15/13 NNMC-10 1 ELECTRICAL

B4XWLL
CALL BELL SYSTEM NOT WORKING PROPERLY - WON'T 
ALAERT AT NURSE STATION - BLDG 10, 4W, RM 4226

URGENT 11/18/13 NNMC-10 1 ELECTRICAL

B4XWYY
STAFF ALARM SOUNDING IN CLEAN UTILITY ROOM - NO 
EMERGENCY HAPPENING - MICC - BLDG 10, 6C

URGENT 11/19/13 NNMC-10 1 ELECTRICAL

B4W7FX CEILING LEAK - PAINT PEELING - BLDG 10, 5C, RM 5054 URGENT 10/8/13 NNMC-10 1 STRUCTURAL

B4WPFR AH-LEAK B-10 RM-5072 WEST URGENT 10/19/13 NNMC-10 1 STRUCTURAL

B4WCFP
CEILING LEAKS WHEN IT RAINS - ABOVE SINK - LADIES 
RESTROOM, 1ST FLOOR - BLDG 10A, RM 101

URGENT 10/10/13 NNMC-10 1 STRUCTURAL

B4WDWB AH- LEAK B-10 5181 WEST URGENT 10/10/13 NNMC-10 1 STRUCTURAL

B4W6FP
AH- REPAIR DOORS AND WINDOW SEAL B-10 RM-3147 
& 3200, 3151 & 3153

URGENT 10/5/13 NNMC-10 1 STRUCTURAL

B4WRML
OR DOORS NOT CLOSING PROPERLY - OUT OF 
ALIGNMENT - BLDG 10, RM 2120

URGENT 10/25/13 NNMC-10 1 STRUCTURAL

B4WRRD DOOR KEEP JAMMING, B-10, DOOR-7202 7WEST URGENT 10/25/13 NNMC-10 1 STRUCTURAL

B4WCHF
FIRE DOOR WON'T OPEN FROM STAIR SIDE - BLDG 10, 
6W, HALLWAY OUTSIDE NICU

URGENT 10/10/13 NNMC-10 1 STRUCTURAL

B4XWL3
Check the return air duct fire damper in room 4154 of 
AHU 6 in building 10

URGENT 11/18/13 NNMC-10 1 HVAC

B4XVS3
VENTS BLOWING COLD AIR - PATIENT ADMISSIONS - 
BLDG 10, ENTIRE AREA

URGENT 11/15/13 NNMC-10 1 HVAC

B4XXZV
LEAKING SINK FAUCET - STEADY STREAM - BLDG 10, RM 
113

URGENT 11/21/13 NNMC-10 1 PLUMBING

B4VGZY
REPAIR / REPLACE SHOWER KNOB - PATIENT ROOM - 
BLDG 10, 4W, RM 4031

URGENT 9/27/13 NNMC-10 1 PLUMBING

B4WVCS
SPRAYING FAUCETS - PATIENT ROOM - BLDG 10, 5C, RM 
5036, 4011

URGENT 11/1/13 NNMC-10 1 PLUMBING

B4SLK7 AH-WATER LEAKING FROM CEILING,NNMC-10 URGENT 8/15/13 NNMC-10 1 PLUMBING
B4VNSF TOILET CLOGGED B-10 RM-7135 CENTER URGENT 10/4/13 NNMC-10 1 PLUMBING
B4W63T LEAK B-10 5WEST RM-5181 URGENT 10/7/13 NNMC-10 1 PLUMBING
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B4W66X call system is not working properly,Bldg. 10 / 5 West URGENT 10/7/13 NNMC-10 1 ELECTRICAL

B4W7GB
Hand sink faucet leak.Bldg. 10 / 5 West, ROOM:21 / 
5084

URGENT 10/8/13 NNMC-10 1 PLUMBING

B4W6F9 AH-CLOGGED TOILET B-10 RM-1602 URGENT 10/5/13 NNMC-10 1 PLUMBING
B4W769 AH- REPAIR FAUCET STEM B-10 RM-4233 WEST URGENT 10/7/13 NNMC-10 1 PLUMBING
B4WDYX CLOGGED TOILET B-10 5WEST RM-5171 URGENT 10/15/13 NNMC-10 1 PLUMBING
B4WKVY CLOGGED SINK B-10 6CENTER RM-6022 URGENT 10/17/13 NNMC-10 1 PLUMBING

B4WM6R NO POWER, B-10, WILLIAM III URGENT 10/21/13 NNMC-10 1 ELECTRICAL

B4WRRX SHOWER HEAD, B-10, RM 5060 5CENTER URGENT 10/25/13 NNMC-10 1 PLUMBING

B4WSVS
CEILING TILE REPLACE/ CEILING LEAK, B-10, RM- 5134, 
5CENTER

URGENT 10/30/13 NNMC-10 1 PLUMBING

B4WTND TOILET NOT FLUSHING B-10 RM-7132 CENTER URGENT 10/31/13 NNMC-10 1 PLUMBING

B4WTM9
EYE WASH STATION WATER TOO HOT, B-10, RM-5122A- 
5EAST

URGENT 10/31/13 NNMC-10 1 PLUMBING

B4WTPJ
TOILET NOT WORKING & TOILET OR SINK LEAK, B-10, 
RMS 5036 & 5050 5CENTER

URGENT 10/31/13 NNMC-10 1 PLUMBING

B4X97T HOT WATER HANDLE LEAKING, B-10, RM-7132, 7EAST URGENT 11/7/13 NNMC-10 1 PLUMBING

B4XX9S
CALL BELL SYSTEM NOT WORKING PROPERLY - SCREEN 
FROZEN AT NURSE STATION - B 10, NURSE STATION 
5EAST

URGENT 11/20/13 NNMC-10 1 ELECTRICAL

B4XW9K
ALARM BEEPING SOUND, B-10, RM-5140A OR 5142, 
5CENTER

URGENT 11/18/13 NNMC-10 1 ELECTRICAL

B4YBKM CLOGGED TOILET, B-10, RM 5139 5CENTER URGENT 12/2/13 NNMC-10 1 PLUMBING
B4Y9YK AH- CLOGGED TOILET B-10 RM-4228 URGENT 11/23/13 NNMC-10 1 PLUMBING

B4YMMV CLOGGED TOILET, B-10, RM 5169 5WEST URGENT 12/3/13 NNMC-10 1 PLUMBING

B4TNTV
CEILING LEAK & CEILING TILE, B-10, NEAR ROOM 6052, 
6WEST

URGENT 9/3/13 NNMC-10 1 PLUMBING

B4VJ3Y -AH TOILET WILL NOT FLUSH  B-10 RM-5008A URGENT 9/28/13 NNMC-10 1 PLUMBING
B4VJ46 -AH CLOGGED TOILET B-10 RM-5014 EAST URGENT 9/28/13 NNMC-10 1 PLUMBING

B4WCTY ALARM IN MECHANICAL ROOM, B-10, IVF LAB RM 2110 URGENT 10/10/13 NNMC-10 1 ELECTRICAL

B4WCNC CEILING LEAK, B-10 .3RD FLOOR RM3235 APU WARD URGENT 10/10/13 NNMC-10 1 PLUMBING

B4WLHJ SHOWER KNOB BROKEN B-10 4WEST RM-4222 URGENT 10/18/13 NNMC-10 1 PLUMBING
B4WP4V TOILET NOT WORKING B-10 5181 WEST URGENT 10/23/13 NNMC-10 1 PLUMBING
B4WPBB AH- REPAIR TOILET B-10 RM-3123 CENTER URGENT 10/18/13 NNMC-10 1 PLUMBING
B4WTVN SINK LEAK-Building 10, 5 West,RM 5072 URGENT 10/31/13 NNMC-10 1 PLUMBING
B4XWXD WATER PRESSURE LOW, B-10, RM-6116 MICC URGENT 11/19/13 NNMC-10 1 PLUMBING
B4YBBL AH-TOILET INOP B-10 RM-5109 URGENT 11/25/13 NNMC-10 1 PLUMBING
B4YBF3 TOILET HANDLE LEAKS, B-10 RM 6147 NICU URGENT 12/2/13 NNMC-10 1 PLUMBING
B4YMGH AH- TOILET NOT FLUSHING B-10 RM 6111 URGENT 11/28/13 NNMC-10 1 PLUMBING

B4SLR9
Oxygen outlet threads stripped-unable to attach 
regulator - BLDG 10, 3C, RM 3255

URGENT 8/19/13 NNMC-10 1 STRUCTURAL

B4WSBH LOW HUMIDITY IN LAB - BLDG 10, RM 2118 URGENT 10/29/13 NNMC-10 1 HVAC
B4VN3G AH- ICE MACHINE CLOGGED B-10 RM-5069 WEST URGENT 10/2/13 NNMC-10 1 APPLIANCE

B4YYC4
ICE MACHINE INOP B-10 RM-5041 5 CENTER PATIENT 
NUTRITION ROOM

URGENT 12/9/13 NNMC-10 1 APPLIANCE
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B4WM96
LEAKING ICE MACHINE ONTO FLOOR - BLDG 10, 4W, RM 
4112

URGENT 10/21/13 NNMC-10 1 APPLIANCE

B4YNKH LEAKING ICE MACHINE - BLDG 10, W, RM 5069 URGENT 12/4/13 NNMC-10 1 APPLIANCE

B4WD7R
CLOGGED SINK – PATIENT ROOM – LABOR & DELIVERY - 
BLDG 10, RM 6020

URGENT 10/11/13 NNMC-10 1 PLUMBING

B4XV9N HOT WATER WON'T SHUT OFF - BLDG 10, RM 3156 URGENT 11/14/13 NNMC-10 1 PLUMBING

B4XWBN
BROKEN SHOWER HEAD - PATIENT ROOM - BLDG 10, 
4W, RM 4217

URGENT 11/18/13 NNMC-10 1 PLUMBING

B4Y3WT NO HOT WATER - BLDG 10, RM 4056 URGENT 11/21/13 NNMC-10 1 PLUMBING

B4YZ7D
KITCHEN SINK MAKES LOUD NOISE / JAMMED TOILET 
HANDLE - BLDG 10, 7W, RM 7004

URGENT 12/11/13 NNMC-10 1 PLUMBING

B4TZPC
Shower leaking / Detached sink / Clogged sink  - Patient 
rooms - BLDG 10, 5W

URGENT 9/13/13 NNMC-10 1 PLUMBING

B4VMMF Toilet not flushing properly - Bldg.10 / 5 West, Rm 5074 URGENT 10/3/13 NNMC-10 1 PLUMBING

B4XWMT Bathroom 4238 toilet is leaking. Location Bldg 10 URGENT 11/18/13 NNMC-10 1 PLUMBING

B4Y9VC
TOILET & URINALS WRAPPED IN PLASTIC - BLDG 10, RMS 
2011, 2012

URGENT 11/27/13 NNMC-10 1 PLUMBING

B4W63N
LIGHT SWITCH HANGING OFF, B-10, RM-5024A 
BATHROOM 5EAST

URGENT 10/7/13 NNMC-10 1 ELECTRICAL

B4YZ76
BATHROOM LIGHT OUT - PATIENT ROOM - BLDG 10, 
7W, RM 7011

URGENT 12/11/13 NNMC-10 1 ELECTRICAL

B4VJ3T -AH LIGHTS OUT B-10 RM-OR 2 URGENT 9/28/13 NNMC-10 1 ELECTRICAL

B4VMML
The light(s) are out in the room - Bldg.10 / 5 West, Rm 
5068

URGENT 10/3/13 NNMC-10 1 ELECTRICAL

B4WHMC AH-CALL BELL LIGHT INOP B-10 RM-3149 3WEST URGENT 10/10/13 NNMC-10 1 ELECTRICAL

B4WP9N AH- LIGHT OUT B-10 RM-6034A URGENT 10/23/13 NNMC-10 1 ELECTRICAL

B4WS6C LIGHTS OUT B-10 RM-5137 5CENTER PATIENT ROOM URGENT 10/29/13 NNMC-10 1 ELECTRICAL

B4WSLT
BATHROOM LIGHT NOT WORKING - OCCUPIED PATIENT 
ROOM - BLDG 10, 5W, RM 5064

URGENT 10/29/13 NNMC-10 1 ELECTRICAL

B4WSJ6 LIGHT WILL NOT TURN OFF B-10 RM-5175 5WEST URGENT 10/29/13 NNMC-10 1 ELECTRICAL

B4WVBZ
FLICKERING FLUORESCENT - PATIENT BATHROOM - 
BLDG 10, 5W, RM 5074

URGENT 11/1/13 NNMC-10 1 ELECTRICAL

B4WV4G AH- LIGHT OUT B-10 RM-5004 URGENT 10/28/13 NNMC-10 1 ELECTRICAL

B4WRP4
AHU  MOTOR WINDING GETTING WET - building 10 AHU 
4/5

URGENT 10/25/13 NNMC-10 1 HVAC

B4WKYC AH-POWER OUT B-10 RM-QUARTER DECK URGENT 10/12/13 NNMC-10 1 ELECTRICAL

B4WNY9
LOSS OF POWER - FUSE BLOWN BY HEATER - MED 
RECORDS - BLDG 10, RM 1123

URGENT 10/23/13 NNMC-10 1 ELECTRICAL

B4X6ZW WWP-NO POWER B-10 RM-1ST FLOOR URGENT 11/3/13 NNMC-10 1 ELECTRICAL

B4WC6J HALF THE ROOM HAS NO POWER - BLDG 10, RM 5120 URGENT 10/9/13 NNMC-10 1 ELECTRICAL

B4WCFV
NO POWER IN OFFICE - NO OUTLETS - BLDG 10, 7E, RM 
7139

URGENT 10/10/13 NNMC-10 1 ELECTRICAL

B4X343 MULTIPLE OUTLETS NOT WORKING B-10 RM-1008 URGENT 11/5/13 NNMC-10 1 ELECTRICAL

B4WLHB
NO POWER - BLDG 10, 4E, CEILING SOCKETS - HALLWAY 
NEAR NURSE STATION - OUTSIDE ROOMS 434, 435, 436

URGENT 10/18/13 NNMC-10 1 ELECTRICAL
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B4VD4G
COLD CALL - TOO COLD - PATIENT ROOM - BLDG 10, 5C, 
RM 5153

URGENT 9/23/13 NNMC-10 1 HVAC

B4TSCN HOT CALL, B-10, RM-5056 CENTER URGENT 9/5/13 NNMC-10 1 HVAC
B4VJVS TOO HOT  – BLDG 10, 3C WHOLE UNIT URGENT 10/2/13 NNMC-10 1 HVAC
B4W693 COLD CALL, B-10, RMS 4045 & 4252 4CENTER URGENT 10/7/13 NNMC-10 1 HVAC
B4W6F7 AH-COLD CALL B-10 RM-5135 URGENT 10/5/13 NNMC-10 1 HVAC
B4W6FB AH-HOT CALL B-10 RM-4043 URGENT 10/5/13 NNMC-10 1 HVAC
B4W6G7 AH- HOT CALL B-10 RM-3211 URGENT 10/5/13 NNMC-10 1 HVAC
B4WDYK HOT CALL B-10 6 CENTER RM-6104 URGENT 10/15/13 NNMC-10 1 HVAC
B4WDXH AH- COLD CALL B-10 WHOLE UNIT URGENT 10/9/13 NNMC-10 1 HVAC
B4WDSS NO HOT WATER B-10 RM-4252 & 4258 4CENTER URGENT 10/15/13 NNMC-10 1 PLUMBING
B4WKYT AH-COLD CALL B-10 RM-4043 URGENT 10/13/13 NNMC-10 1 HVAC
B4WPC9 AH- HOT CALL B-10 RM-6041 URGENT 10/19/13 NNMC-10 1 HVAC
B4WPDP AH-HOT CALL B-10 RM-7030 URGENT 10/18/13 NNMC-10 1 HVAC
B4WPFV AH-COLD CALL B-10 RM-3243 URGENT 10/20/13 NNMC-10 1 HVAC
B4WPNR HOT CALL, B-10, RM-3211, 3CENTER URGENT 10/24/13 NNMC-10 1 HVAC
B4WRM
M

HOT CALL - TOO HOT - APU - BLDG 10, 3E, RM 3102 URGENT 10/25/13 NNMC-10 1 HVAC

B4WTL6 AH- HOT CALL B-10 RM-7224 WEST URGENT 10/27/13 NNMC-10 1 HVAC
B4X977 HOT CALL - PATIENT ROOM - BLDG 10, 3C, RM 3226 URGENT 11/7/13 NNMC-10 1 HVAC
B4X736 WWP-HOT CALL B-10 RM-5 CENTER URGENT 10/31/13 NNMC-10 1 HVAC
B4X73D WWP-HOT CALL RM-4035 & 4246 URGENT 11/1/13 NNMC-10 1 HVAC

B4WYTS
TOO COLD - RESTORE TO PROPER OPERATION - BLDG 
10, 4E, NURSE STATION

URGENT 11/4/13 NNMC-10 1 HVAC

B4XVV9 HOT CALL - BLDG 10, 4C, NURSE STATION URGENT 11/15/13 NNMC-10 1 HVAC

B4XRL6
TOO COLD IN ENTIRE AREA - ADMIN OFFICE - BLDG 10, 
RM 1100

URGENT 11/13/13 NNMC-10 1 HVAC

B4Y9YL AH- COLD CALL B-10 RM-2118 URGENT 11/24/13 NNMC-10 1 HVAC
B4Y9YN AH- COLD CALL B-10 RM-4280 & 4286 URGENT 11/24/13 NNMC-10 1 HVAC
B4YXHY AH- HOT CALL B-10 RM-4284 URGENT 12/5/13 NNMC-10 1 HVAC
B4YXJZ AH- HOT CALL B-10 RM-5079 URGENT 12/5/13 NNMC-10 1 HVAC
B4TVSF -AH NO HOT WATER B-10 RM-5072 WEST URGENT 9/6/13 NNMC-10 1 PLUMBING
B4TYJ9 HOT CALL, B-10, RM-6008, MOHTER INFANT CARE URGENT 9/11/13 NNMC-10 1 HVAC
B4V4D7 -AH COLD CALL B-10 RM-4179 WEST URGENT 9/16/13 NNMC-10 1 HVAC
B4VK4C HOT CALL, B-10, RM-4025 4WEST URGENT 10/2/13 NNMC-10 1 HVAC
B4VJMS AH-TOO COLD, NNMC-10, 6024 & 6028 CENTER URGENT 10/1/13 NNMC-10 1 HVAC

B4VMMN
The room is to warm for the patient - Bldg.10 / 5 West, 
Rm 5078

URGENT 10/3/13 NNMC-10 1 HVAC

B4WCLD COLD CALL, B-10, 4TH FL. RM-4230 4WEST URGENT 10/10/13 NNMC-10 1 HVAC

B4WCMT HOT CALL, B-10, RM- 3157 NEAR 3WEST URGENT 10/10/13 NNMC-10 1 HVAC

B4WBV7 COLD CALL - TOO COLD - CLARK AUDITORIUM - BLDG 10 URGENT 10/9/13 NNMC-10 1 HVAC

B4WHNL AH-COLD CALL B-10 RM-423 4WEST URGENT 10/10/13 NNMC-10 1 HVAC
B4WF3F HOT CALL B-10 RM-4173 4WEST URGENT 10/15/13 NNMC-10 1 HVAC
B4WLCB HOT CALL B-10 RM-6049 6WEST NICU URGENT 10/18/13 NNMC-10 1 HVAC
B4WV6D AH- COLD CALL B-10 RM-1115 URGENT 10/28/13 NNMC-10 1 HVAC
B4WV4R AH- NOT HOT WATER B-10 RM-4247 URGENT 10/28/13 NNMC-10 1 PLUMBING

B4WVNB AH- HOT CALL B-10 5155, 4246 URGENT 10/31/13 NNMC-10 1 HVAC

B4WZT9
TOO COLD IN ENTIRE AREA - ADMIN OFFICE - BLDG 10, 
RM 1100

URGENT 11/5/13 NNMC-10 1 HVAC
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B4Y3WR HOT CALL, B-10 , RM 1117 PATIENT ADMIN OFFICE URGENT 11/21/13 NNMC-10 1 HVAC
B4Y9PH HOT CALL B-10 5CENTER URGENT 11/27/13 NNMC-10 1 HVAC
B4YBBG AH-HOT CALL B-10 RM-3123 URGENT 11/25/13 NNMC-10 1 HVAC
B4YBDB AH-HOT CALL B-10 RM-6107 & 6103 URGENT 11/27/13 NNMC-10 1 HVAC
B4YN7B HOT CALL, B-10, RM 6107,  6 EAST URGENT 12/4/13 NNMC-10 1 HVAC
B4YN7R HOT CALL, B-10, RMS 5131, 5133, 5135  5CENTER URGENT 12/4/13 NNMC-10 1 HVAC
B4Y9RN LEAK B-10 RM-1119 URGENT 11/27/13 NNMC-10 1 STRUCTURAL
B4YBDR AH- LEAK B-10 RM-ELEVATOR BASEMENT URGENT 11/27/13 NNMC-10 1 STRUCTURAL

B4WDCX
ACTIVE WINDOW LEAK – BLDG 10, 4W, 4214 (BREAK 
ROOM)

URGENT 10/11/13 NNMC-10 1 STRUCTURAL

B4TRP6
AH-NNMC-10, 5103 EAST, AIRBORNE AIR ALARM GOING 
OFF

URGENT 9/1/13 NNMC-10 1

B4TTDF
Leaking shower head - PATIENT ROOM - Building 10, 
RM: 5072

URGENT 9/6/13 NNMC-10 1 PLUMBING

B4W66J BROKEN CALL BELL SYSTEM B-10 4WEST RM- URGENT 10/7/13 NNMC-10 1 ELECTRICAL

B4WDB9
TUBE SYSTEM DOWN - "STATION SIGNED OFF" - MED 
ICU - BLDG 9A

URGENT 10/11/13 NNMC-10 1 CONVEYING

B4WKZ9 CIPHER LOCK NOT WORKING B-10 5CENTER RM-5136 URGENT 10/17/13 NNMC-10 1 LOCKS

B4WKZN AH- DOOR HANDLE BROKEN B-10 RM-6114 EAST URGENT 10/14/13 NNMC-10 1
B4WKSF AH-NO HOT WATER B-10 RM-5064 URGENT 10/11/13 NNMC-10 1
B4WPV6 REPAIR VFD DEVICE B-10 RM-2118 URGENT 10/24/13 NNMC-10 1 HVAC
B4WR44 AH-HOT CALL B-10 RM-5109 URGENT 10/23/13 NNMC-10 1

B4WT7K DOOR HANDLE BROKEN FIRE DOOR, B-10 SIDE LEVEL 3 URGENT 10/30/13 NNMC-10 1 REPAIR

B4WTRF AH- SUCTION DOWN B-10 RM-6016 URGENT 10/26/13 NNMC-10 1 HVAC
B4WTPV AH- MEDICAL AIR B-10 RM-215 URGENT 10/26/13 NNMC-10 1
B4X99P Lock- Facilities URGENT 11/7/13 NNMC-10 4 LOCKS

B4X7YZ
AH-TOILET DOES NOT FLUSH IN PATIENT ROOM, NNMC-
10, RM 5002

URGENT 11/5/13 NNMC-10 1

B4X7YJ
AH-TOO HOT IN PATIENT ROOM. VERY 
UNCOMFORTABLE TEMPERATURE, NNMC-10, RM 5137 
5CENTER

URGENT 11/5/13 NNMC-10 1

B4XBFD
AH-NO RUNNING WATER IN PATIENT ROOM- NNMC-10, 
RM-5048

URGENT 11/3/13 NNMC-10 1

B4XBFF AH-TOO COLD ON THE ENTIRE WING,NNMC-10,5EAST URGENT 11/3/13 NNMC-10 1

B4XBFW AH-PATIENT ROOM TEMP TOO HOT, NNMC-10, 4244 URGENT 11/2/13 NNMC-10 1

B4XBHD AH-TOO COLD, NNMC-10, 5024 5EAST URGENT 11/7/13 NNMC-10 1

B4XVSD
STALL LOCK NOT WORKING / HINGE COMING OFF - 
LADIES RESTROOM - 1ST FLOOR LOBBY - BLDG 10

URGENT 11/15/13 NNMC-10 1 REPAIR

B4Z3C9 AH- CLOGGED SINK B-10 RM-6023A URGENT 12/12/13 NNMC-10 1

B4SSMN LOOSE DOOR HANDLE - PHARMACY - BLDG 10, RM 5075 URGENT 8/26/13 NNMC-10 1 LOCKS

B4TZH4
CALL BELL SYSTEM DOWN - CAN'T HEAR PATIENT - 
PATIENT CAN'T HEAR NURSE STATION - BLDG 10, 4E, 
NURSE STATION

URGENT 9/13/13 NNMC-10 1 ELECTRICAL

B4VBVG -AH AIR LEAK B-10 RM-5167 & 5073 WEST URGENT 9/18/13 NNMC-10 1 HVAC
B4VJ3W -AH CALL BELL OUT  B-10 RM-N/A URGENT 9/28/13 NNMC-10 1 ELECTRICAL
B4WML6 AH-HOT WATER TOO HOT B-10 RM-CENTER URGENT 10/16/13 NNMC-10 1
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B4WN76
BROKEN LOCK - DOOR WON'T OPEN - BLDG 10, 7C, EM 
7032

URGENT 10/22/13 NNMC-10 1 LOCKS

B4WNC6
BROKEN STAIRWELL DOOR HANDLE - UNATTACHED - 
BLDG 10, 5E, 5001

URGENT 10/22/13 NNMC-10 1 LOCKS

B4WVNK AH- TOILET CLOGGED B-10 RM-1103 URGENT 10/31/13 NNMC-10 1

B4WVJ6 AH- LAMP FELL B-10 RM-5147 CENTER URGENT 10/30/13 NNMC-10 1 ELECTRICAL
B4YBSN CLOGGED TOILET, B-10, RM-1103 REST ROOM URGENT 12/2/13 NNMC-10 1 PLUMBING
B4YNCD AH- CALL BELL DOWN B-10 RM-N/A URGENT 12/3/13 NNMC-10 1 ELECTRICAL

B4WSP7 REPAIR EXTERIOR DOOR - WILL NOT CLOSE - BLDG 100 URGENT 10/30/13 NNMC-100 1 STRUCTURAL

B4VN3F AH- TOILET OVERFLOW B-100 RM-108 URGENT 10/2/13 NNMC-100 1 PLUMBING

B4WRJ6
NO POWER TO OUTLETS - MRI DEPT - BREAK ROOM - 
BLDG 100, RM 125

URGENT 10/25/13 NNMC-100 1 ELECTRICAL

B4VNRB
CLOGGED DRAIN - STANDING WATER - LADIES LOCKER 
ROOM - SHOWER #3 - BLDG 17, 1ST FLOOR

URGENT 10/4/13 NNMC-17 1 PLUMBING

B4WKSR AH- TOILET RUNNING CONSTANTLY B-17 RM-B167 URGENT 10/11/13 NNMC-17 1 PLUMBING

B4WM97 CLOGGED TOILET, B-17, MENS RESTROOM 4TH FLOOR URGENT 10/21/13 NNMC-17 1 PLUMBING

B4WPZH
TWO SINK LEAKING, B-17, SUIT 2A KITCHEN ROOM 2009 
& 2021

URGENT 10/24/13 NNMC-17 1 PLUMBING

B4WRPS DOOR, B-17A, 1ST FL. S1 URGENT 10/25/13 NNMC-17 1 ELECTRICAL

B4WBTW
CLOGGED URNIAL, B-17 FITNESS CENTER MENS LOCKER 
ROOM

URGENT 10/9/13 NNMC-17 1 PLUMBING

B4WNV9
ELECTIRCAL SOCKET HAVE LIVE WIRES HANGING OUT, B-
17, GARAGE LEVEL 2

URGENT 10/23/13 NNMC-17 1 ELECTRICAL

B4WMBT
CLOGGED TOILET - BLDG 17B, 4TH FLOOR PUBLIC MENS 
ROOM

URGENT 10/21/13 NNMC-17 1 PLUMBING

B4WVGD
Urinal about to overflow. It fills all the way up when 
flushed.  Slow drain - BLDG 17B, 2ND FLOOR MENS 
ROOM

URGENT 11/1/13 NNMC-17 1 PLUMBING

B4XVNT NO POWER - BLDG 17, 1023 - OPERATION READINESS URGENT 11/15/13 NNMC-17 1 ELECTRICAL

B4XV6Y
Turn power back on at two cubicles in building 17A near 
room 1096

URGENT 11/14/13 NNMC-17 1 ELECTRICAL

B4YZ6B SOCKETS NOT WORKING - BLDG 17A, RM B133 URGENT 12/11/13 NNMC-17 1 ELECTRICAL
B4WZZY NO POWER B-17 RM-4001 URGENT 11/5/13 NNMC-17 1 ELECTRICAL

B4VGBJ
RUNNING PUMP WITH OIL SMELL - BLDG 17B, MER, RM 
4046

URGENT 9/25/13 NNMC-17 1 PLUMBING

B4WNK9
AUTOMATIC DOOR NOT WORKING PROPERLY, B-17, 
FITNESS CENTER

URGENT 10/22/13 NNMC-17 1 STRUCTURAL

B4VNKW COLD CALL B-17B RM-4031 URGENT 10/4/13 NNMC-17 1 HVAC

B4W6SD COLD CALL, B-17B, 4TH FLOOR WHOLE FLOOR URGENT 10/8/13 NNMC-17 1 HVAC
B4WKYB AH-HOT CALL B-17 RM-B032 URGENT 10/15/13 NNMC-17 1 HVAC
B4WKK7 INCREASE POOL TEMPERATURE B-17 URGENT 10/17/13 NNMC-17 1 PLUMBING

B4WM3N
HOT CALL - WAY TOO HOT - 89 DEGREES - BASEMENT, 
BLDG 17, Suite B3 - Operations and Emergency 
Management Offices

URGENT 10/21/13 NNMC-17 1 HVAC
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B4WSCF
NO HOT WATER, B-17, RM-2009, RESEARCH KITCHEN - 
SEE POC - DOOR LOCKED AFTER HOURS / LOOSE FAUCET 
- SPRAYS WATER WHEN TURNED ON

URGENT 10/29/13 NNMC-17 1 PLUMBING

B4VCJW Bldg 17 HVAC Deficiencies #1 URGENT 9/20/13 NNMC-17 1 HVAC
B4WKHZ LEAK B-17 RACQUETBALL COURT URGENT 10/17/13 NNMC-17 1 STRUCTURAL

B4XBG9 AH-TOO HOT - CURRENTLY 91*F. NNMC-17, SUITE B3 URGENT 11/4/13 NNMC-17 1

B4XBGJ AH-POWER OUTAGE, NNMC-17, ACROSS FRM 2020 URGENT 11/4/13 NNMC-17 1

B4Z3F6 AH- URINAL BROKEN B-17 RM-B167 URGENT 12/11/13 NNMC-17 1
B4WKJH WATER LEAK AND PAINT BUBBLING B-17B STE. 3G URGENT 10/17/13 NNMC-17B 1 STRUCTURAL
B4YVRH RESTORE POWER B-17B RM-4023 URGENT 12/9/13 NNMC-17B 1 ELECTRICAL

B4WV6M AH- COLD CALL B-17B RM-4056 URGENT 10/28/13 NNMC-17B 1 HVAC

B4WRHX
WINDOW/GATE ALARM SOUNDING - GATE OFF TRACK - 
BLDG 19 PHARMACY, 1ST FLOOR

URGENT 10/25/13 NNMC-19 1 ELECTRICAL

B4XX4P
HILLROM NURSE CALL ALARM SOUNDING FOR NO 
REASON - BLDG 19, RM B138

URGENT 11/19/13 NNMC-19 1 ELECTRICAL

B4WSXS
HANDICAP DOOR OPENER NOT WORKING  - 
HEMATOLOGY CLINIC - BLDG 19, RM 3472

URGENT 10/30/13 NNMC-19 1 STRUCTURAL

B4X7MH DOOR STUCK, B-19, STAIRWELL # 3 NEXT TO LAB URGENT 11/6/13 NNMC-19 1 STRUCTURAL
B4WP6T AH- DOOR NOT WORKING B-19 RM-FRONT LOBBY URGENT 10/18/13 NNMC-19 1 STRUCTURAL

B4YMVT
AUTOMATIC DOORS NOT WORKING B-19 RM-B328 & 
MAIN ENTRANCE TO AMPUTEE CENTER

URGENT 12/3/13 NNMC-19 1 STRUCTURAL

B4WSGS SUPPLY FAN OUT OF SERVICE - BLDG 19, MER, RM 3200 URGENT 10/29/13 NNMC-19 1 HVAC

B4VMPH
2 HOT WATER FAUCETS WON'T STOP FLOWING - BLDG 
19, RM 6414, 6416

URGENT 10/3/13 NNMC-19 1 PLUMBING

B4WLBN
Hot and cold water handles for common faucet in 
restroom # 1026 will not shut off - Physical Therapy 
Clinic - BLDG 19, RM 1026

URGENT 10/18/13 NNMC-19 1 PLUMBING

B4VNK3 TOILET CLOGGED B-19 RM-5112 URGENT 10/4/13 NNMC-19 1 PLUMBING

B4VN64
AH- LOUD NOISE FROM FAUCET B-19 RM-6410, 6414, 
6416, 6418, 6408

URGENT 10/3/13 NNMC-19 1 PLUMBING

B4VNGS
FAUCET NOT WORKING PROPERLY, B-19, 6TH FL RM-
6113, NEUROLOGY

URGENT 10/3/13 NNMC-19 1 PLUMBING

B4VNMW CLOGGED TOILET B-19 RM-1046 URGENT 10/4/13 NNMC-19 1 PLUMBING

B4VNV6 AH-REPAIR FAUCET B-19 RM-6113 URGENT 10/4/13 NNMC-19 1 PLUMBING
B4W4ZS PIPE VIBRATIONS B-19 RM-3334, 3333 AREA URGENT 10/7/13 NNMC-19 1 PLUMBING
B4W637 TOILET NOT FLUSHING B-19 RM-4626 URGENT 10/7/13 NNMC-19 1 PLUMBING
B4W4YJ FAUCET HANDLE LEAK, B-19, RM-6100 URGENT 10/7/13 NNMC-19 1 PLUMBING

B4W667
CLOGGED TOILET, B-19, RM-3061 DERMATOLOGY & RM 
3453 HEMATOLOGY

URGENT 10/7/13 NNMC-19 1 PLUMBING

B4WM4T COLD CALL, B-19, RM-6439 BEHAVIORAL HEALTH URGENT 10/21/13 NNMC-19 1 PLUMBING
B4WLJB BATHROOM WATER RUNNING B-19 1ST FLOOR URGENT 10/15/13 NNMC-19 1 PLUMBING

B4WM7B AH-CLOGGED TOILET B-19 RM-4212 URGENT 10/15/13 NNMC-19 1 PLUMBING

B4WVGG CLOGGED TOILET B-19 RM-2030 URGENT 11/1/13 NNMC-19 1 PLUMBING

B4X33Y TOILET LEAKING B-10 RM-5145 URGENT 11/5/13 NNMC-19 1 PLUMBING
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B4XY4S CLOGGED TOILET - BLDG 19, RM 1026 & 1087 URGENT 11/21/13 NNMC-19 1 PLUMBING
B4Y9V3 CLOGGED TOILET B-19 RM-B111 URGENT 11/27/13 NNMC-19 1 PLUMBING

B4YBSR
OUTLET NOT WORKING, B-19, BASEMENT, RM B-108 
RAD ONC

URGENT 12/2/13 NNMC-19 1 ELECTRICAL

B4YN9Y
TOILET LEAK NEAR HANDLE, B-19, BASESMENT, RM B-
109 RESTROOM

URGENT 12/4/13 NNMC-19 1 PLUMBING

B4VNTN
LOW WATER PRESSURE TO SINK AND TOILETS - 
NEUROLOGY - BLDG 19, ALL RESTROOMS

URGENT 10/4/13 NNMC-19 1 PLUMBING

B4WT3L CLOGGED TOILET - BLDG 19, RM 1026 URGENT 10/30/13 NNMC-19 1 PLUMBING
B4XVTM CLOGGED TOILET - BLDG 19, RM 2655 URGENT 11/15/13 NNMC-19 1 PLUMBING
B4XRLT HOT WATER HEATER LEAK, BLDG 19, RM B335 URGENT 11/13/13 NNMC-19 1 PLUMBING

B4Y9HY
EYEWASH TOO COLD - ADOLESCENT CLINIC - BLDG 19, 
RM 4573

URGENT 11/26/13 NNMC-19 1 PLUMBING

B4WDCL
TOILET CONSTANtLY FLUSHING – LADIES RESTROOM – 
BLDG 19, RM 1012

URGENT 10/11/13 NNMC-19 1 PLUMBING

B4WNJF 3 OF 3 URINALS CLOGGED - BLDG 19, RM 1008 URGENT 10/22/13 NNMC-19 1 PLUMBING

B4WVJH
LADIES RESTROOM TOILET CLOGGED - 3RD STALL - BLDG 
19, RM 1012

URGENT 11/1/13 NNMC-19 1 PLUMBING

B4XVXB CLOGGED TOILET - BLDG 19, RM 6208 URGENT 11/15/13 NNMC-19 1 PLUMBING

B4YYXV
NO COLD WATER - PHYSICAL MEDICINE & REHAB - BLDG 
19, RM 1612

URGENT 12/11/13 NNMC-19 1 PLUMBING

B4WVLB
LIGHTS OUT IN MRI SCAN ROOM - BLDG 19, RM B040 
(INSIDE B043)

URGENT 11/1/13 NNMC-19 1 ELECTRICAL

B4VG4Z RECOVERY WHEEL, B-19, RM-B209, BACK MECH ROOM URGENT 9/25/13 NNMC-19 1 HVAC

B4W7BT AH-LOW WATER PRESSURE B-19 RESTROOMS URGENT 10/7/13 NNMC-19 1 PLUMBING

B4VNJG
POUNDING NOISE FROM LEAKING PIPE - SUSTAINED - 
BLDG 19, RM 4513

URGENT 10/4/13 NNMC-19 1 PLUMBING

B4W79G POWER OUT B-19 RM-4326 PEDIATRICS HEMATOLOGY URGENT 10/8/13 NNMC-19 1 ELECTRICAL

B4Y9NT OUTLETS NOT WORKING B-19 RM-5421 & 5423 URGENT 11/27/13 NNMC-19 1 ELECTRICAL

B4Y9NX
NO POWER TO OUTLETS B-19 RM-TUNNEL LEADING TO 
BLDG 55

URGENT 11/27/13 NNMC-19 1 ELECTRICAL

B4YNG7
NO POWER TO ALL OUTLETS B-19 RM-TUNNEL LEADING 
TO BLDG 55

URGENT 12/4/13 NNMC-19 1 ELECTRICAL

B4X746 NO POWER TO OUTLETS - BLDG 19, RM 2646 URGENT 11/6/13 NNMC-19 1 ELECTRICAL

B4XBGF COLD CALL - PATIENT CARE AREA - BLDG 19, RM 6517 URGENT 11/8/13 NNMC-19 1 HVAC

B4XXPB COLD CALL - CHILD BEHAVIOR - BLDG 19, RM 4354 URGENT 11/20/13 NNMC-19 1 HVAC
B4YTFV POWER OUT TO OUTLET B-19 RM-3222 URGENT 12/5/13 NNMC-19 1 ELECTRICAL

B4XV6K
HOT CALL, B-19,   RM-3532 INSIDE ROOM 3521 
HEMATOLOGY CLINIC

URGENT 11/14/13 NNMC-19 1 HVAC

B4YYGY
COLD CALL - TOO COLD - BLDG 19, RMS 5504, 5506, 
5425, 5427

URGENT 12/10/13 NNMC-19 1 HVAC

B4TNV6 COOLING TEMP TOO HIGH, B-19, RM-B041 URGENT 9/3/13 NNMC-19 1 HVAC

B4VHVX
HOT CALL, B-19, MOHS SURGICAL ROOM, RM 3010, 
DERMATOLOGY CLINIC

URGENT 9/30/13 NNMC-19 1 HVAC

B4VHX3 COLD CALL, B-19, RM-2747, INTERNAL MEDICINE URGENT 9/30/13 NNMC-19 1 HVAC

B4VJKH HVAC ISSUES, B-19, RM-4166, PEDS SPECIALTY CLINIC URGENT 10/2/13 NNMC-19 1 HVAC

B4WM7G AH-COLD CALL B-19 RM-4644 URGENT 10/15/13 NNMC-19 1 HVAC
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B4WTTV
COLD CALL, B-19, RM-3472 HEMATOLOGY ONCOLOGY 
CLINIC

URGENT 10/31/13 NNMC-19 1 HVAC

B4Y9FN
COLD CALL - BROKEN THERMOSTAT - RESIDENCY ROOM - 
 BLDG 19, RM 2500

URGENT 11/26/13 NNMC-19 1 HVAC

B4Y9NR HOT CALL - WAY TOO HOT - BLDG 19, RM 6511 URGENT 11/27/13 NNMC-19 1 HVAC
B4YBF6 AH- HOT CALL B-19 RM-6527 + 6529 + 6531 URGENT 11/26/13 NNMC-19 1 HVAC

B4W7DB
BROKEN LOCK - CORE SPINS - CAN'T GET INTO DRS 
OFFICE - BLDG 19, RM 4036

URGENT 10/8/13 NNMC-19 1 LOCKS

B4W7HW CEILING LEAK, B-19, BASEMENT, BETWEEN B209 & B335 URGENT 10/8/13 NNMC-19 1 PLUMBING

B4WPH6 REPAIR BAD LEAK SENSOR B-19 RM-B335 URGENT 10/23/13 NNMC-19 1 HVAC
B4XBGS AH-GATE IS STUCK-IN DOWNWARD POSITION. URGENT 11/4/13 NNMC-19 1
B4XBGT AH-BATHROOM WILL NOT LOCK, B-19, 1459 URGENT 10/27/13 NNMC-19 1
B4XBJ3 AH-TOILET CONTIOUSLY RUNNING, B-19,B111 URGENT 11/7/13 NNMC-19 1

B4VC4X
BROKEN DOOR HANDLE - SECURED AREA - LINEN DEPT - 
BLDG 19, RM B-0206

URGENT 9/20/13 NNMC-19 1 LOCKS

B4VMYD RESTORE VFD AND REPLACE BELT B-19 5TH FLOOR ROOF URGENT 10/3/13 NNMC-19 1 HVAC

B4WNLN
REPLACE BROKEN 2"X12" NIPPLE ON STEAM TO STEAM 
GENERATOR - BLDG 19, MER

URGENT 10/22/13 NNMC-19 1 HVAC

B4WV7T
LOCK HOUSING MECHANISM IN DISREPAIR - FALLING 
OUT OF DOOR - BLDG 19, RM 3003

URGENT 11/1/13 NNMC-19 1 LOCKS

B4WTXN
REPLACE LEAK DETECTOR B-19 BASEMENT MECHANICAL 
ROOM

URGENT 10/31/13 NNMC-19 1 HVAC

B4Y4R4
NO POWER TO OUTLETS, BLDG 19, RM 5411, 
AUDIOLOGY

URGENT 11/25/13 NNMC-19 1 ELECTRICAL

B4Y9NG NO COLD WATER, ONLY HOT - BLDG 19, RM B109 URGENT 11/27/13 NNMC-19 1 LABOR

B4Y9LK
HANDICAP ACCESSSIBLE BUTTON NOT WORKING TO 
RESTROOM - CAN'T GET IN OR OUT - NNMC-19, 1ST 
FLOOR, NEAR PIANO AND COFFEE SHOP

URGENT 11/27/13 NNMC-19 1 ELECTRICAL

B4YMS3 COLD CALL, B-19, RMS 5425 & 5427 URGENT 12/3/13 NNMC-19 1 HVAC

B4YNBX
HOT CALL - SELF SUSTAINED COOLING UNIT BROKEN 
DOWN - NETWORK CLOSET - BLDG 2, RM 2616

URGENT 12/4/13 NNMC-2 1 HVAC

B4TPT4
MAIN EXHAUST HOOD OVER MAIN GRILL AND COOKING 
LINE NOT WORKING - BLDG 2, MAINSTREET CAFE

URGENT 9/4/13 NNMC-2 1 HVAC

B4VHXM
5 TOILETS CLOGGED, B-2, MAIN STREET RM 1412 MENS 
RESTROOM

URGENT 9/30/13 NNMC-2 1 PLUMBING

B4WLHD MOP SINK CLOGED B-2 RM-1203 URGENT 10/18/13 NNMC-2 1 PLUMBING

B4YYCV
CLOGGED TOILET & FAUCET DRIP, B-2 RESTROOMS 3225 
& 3228

URGENT 12/9/13 NNMC-2 1 PLUMBING

B4VGMV
BROKEN FLOOR TILES - TRIP HAZARD - SERVICE LINE - 
BLDG 2, MAIN STREET CAFE

URGENT 9/26/13 NNMC-2 1 STRUCTURAL

B4XVWG URINAL FLOODING - CLOGGED  - BLDG 2, RM 1412 URGENT 11/15/13 NNMC-2 1 PLUMBING

B4WCN6
WATER COMING OUT MENS RESTROOM, B-2 , MAIN 
STREET

URGENT 10/10/13 NNMC-2 1 PLUMBING

B4WSP6 WATER LEAKING B-9 RM- NEAR 2184 IN HALLWAY URGENT 10/29/13 NNMC-2 1 PLUMBING

B4XW7S
OUTLET NOT WORKING - VENDOR RELIES ON 
ELECTRICITY FOR BUSINESS - BLDG 2

URGENT 11/18/13 NNMC-2 1 ELECTRICAL

B4W4ZM HOT CALL, B-2, MAIN STREET SUBWAY SUB SHOP URGENT 10/7/13 NNMC-2 1 HVAC
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B4WL3Y
TOO HOT - REDUCE AIRFLOW - DENTAL READINESS / 
ORAL DIAGNOSIS - PATIENT CARE AREA - BLDG 2, 2ND 
FLOOR, WHOLE DEPTS

URGENT 10/18/13 NNMC-2 1 HVAC

B4YN7H HOT CALL, B-2, 3RD FL. RM 3270 & 3274 URGENT 12/4/13 NNMC-2 1 HVAC
B4YBRK STEAM LEAK B-2 RM-B-22 URGENT 12/2/13 NNMC-2 1 PLUMBING

B4WLHW EXHAUST HOOD DOWN B-2 RM-MAINSTREET CAFE URGENT 10/15/13 NNMC-2 1 HVAC

B4WMJN
OUTLET NOT WORKING B-2 RM-2405A 
COMPREHENSIVE DENTISTRY

URGENT 10/21/13 NNMC-2 1

B4WZSR
SECURE DOOR BOLT IN SECURE BUILDING - BLOOD 
DONOR CENTER - BLDG 241 LOADING DOCK

URGENT 11/5/13 NNMC-241 1 STRUCTURAL

B4XWS7 ELECTIRCAL ISSUE, B-241 BLOOD BANK URGENT 11/19/13 NNMC-241 1 ELECTRICAL

B4Y47N
REPLACE BREAKER - 220V (# 4042) - 241 BLOOD BANK - 
IN PROCESSING ROOM - NEEDED TO POWER 
CENTRIFUGES

URGENT 11/22/13 NNMC-241 1 ELECTRICAL

B4WKRW AH-ACTIVE CEILING LEAK B-3 RM-4066 URGENT 10/11/13 NNMC-3 1 STRUCTURAL

B4WNB7 TWO TOILET VALVES, B-3, RM 1056 URGENT 10/22/13 NNMC-3 1 PLUMBING
B4TYBS LIGHTS NOT WORKING, B-3, RM-4051 URGENT 9/11/13 NNMC-3 1 ELECTRICAL

B4WNLV
REPAIR BOTH HOT WATER CIRCULATING PUMPS / SUMP 
PUMP - BLDG 3/5, BASEMENT MER

URGENT 10/22/13 NNMC-3 1 PLUMBING

B4WTK3 COLD CALL B-3/5 RM-3009, 3019, 3020, 3021, 4016 URGENT 10/31/13 NNMC-3 1 HVAC

B4SXSR SOAKED AND BOWING CEILING TILE B-3/5 RM-4602 URGENT 8/30/13 NNMC-3 1 PLUMBING

B4VNNV WATER DAMAGED CEILING B-4 RM-4183 URGENT 10/4/13 NNMC-4 1 STRUCTURAL

B4WT3G NO POWER TO OUTLETS - BLDG 4/6, RMS 3204, 3204A URGENT 10/30/13 NNMC-4 1 ELECTRICAL

B4XBFT
AH-COLD CALL- CAUSING EQUIPMENT MALFUNCTION, 
NNMC-4 RM 22,632,272

URGENT 11/4/13 NNMC-4 1

B4VJRN
AH-2 CLOGGED TOILETS - LADIES RESTROOM - BLDG 5 ( 
CORRIDOR TO 19 ) - RM 1056

URGENT 10/1/13 NNMC-5 1 PLUMBING

B4V3SM
AC UNIT MAKING LOUD VIBRATION NOISE, B-5, RM-
2016, BIOMED

URGENT 9/17/13 NNMC-5 1 HVAC

B4VMXV AIR COMPRESSER, B-5, RM-2016, BIOMED URGENT 10/3/13 NNMC-5 1 HVAC

B4WCDP
DOOR STUCK - HANDLE JAMMING - PEOPLE GETTING 
STUCK ON ONE SIDE - BLDG 5, STAIRWAY DOOR - NEAR 
ELEVATOR 7, 1ST FLOOR

URGENT 10/10/13 NNMC-5 1 LOCKS

B4WDWL AH- LOCK STUCK B-5 RM-1002 URGENT 10/10/13 NNMC-5 1 LOCKS

B4XRLS
Overhead door, number 11, bldg. 54,  control switch is 
not functioning

URGENT 11/13/13 NNMC-54 1 STRUCTURAL

B4VGN6 CEILING LEAK, B-54, RM-C-201, LOGISTICS URGENT 9/26/13 NNMC-54 1 PLUMBING
B4XWPR LIGHTS OUT, B63, ELEVATOR LOBBY URGENT 11/19/13 NNMC-54 1 ELECTRICAL

B4XVJZ
WATER PRESSURE / CLOGGED TOILET - BLDG 54, RM 
A109

URGENT 11/14/13 NNMC-54 1 PLUMBING

B4W6D9
REPAIR LEAKING STORM WATER PIPE B-54 LOADING 
DOCK OVER BAY 2

URGENT 10/7/13 NNMC-54 1 PLUMBING

B4YXGP AH- POWER OUTAGE B-54 URGENT 12/6/13 NNMC-54 1 ELECTRICAL

B4XVJD COLD CALL, B-54, Bldg 54 Logistics Dept Lack of HEAT URGENT 11/14/13 NNMC-54 1 HVAC

B4TRW6 STEAM VALVE LEAKING - B-54 RM-B122 URGENT 9/4/13 NNMC-54 1 PLUMBING
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B4WPCJ
Repair leak on the steam supply line - BLDG 54, B 122, 
MER

URGENT 10/23/13 NNMC-54 1 HVAC

B4WRCR
Repair stuck lock at outside entrance East Palmer Road - 
BLDG 54,  B-122  Mechanical Room

URGENT 10/24/13 NNMC-54 1 LOCKS

B4WTWY
AHU M00492 condensate pan is leaking onto floor - 
BLDG 100,   Mechanical Room (outside entrance)

URGENT 10/31/13 NNMC-54 1 HVAC

B4XVVM OVERHEAD DOOR NOT WORKING, BLDG 54, RM A101 URGENT 11/15/13 NNMC-54 1 ELECTRICAL

B4XWLW Toilet Clogged  in bldg. 54, room A-111 women's latrine URGENT 11/18/13 NNMC-54 1 PLUMBING

B4XWPP DOOR HANDLE BROKEN, B-54, RM C205 URGENT 11/19/13 NNMC-54 1 REPAIR

B4WT7Y
CEILING LEAK - FIND AND REPAIR SOURCE - TILE STAIN 
GROWING - REPLACE TILE  - BLDG 55, RM B-07

URGENT 10/30/13 NNMC-55 1 STRUCTURAL

B4X7W6
PIPE LEAKING & STEAM LEAKING, B-55, RM- B-03, MECH 
ROOM

URGENT 11/7/13 NNMC-55 1 PLUMBING

B4WBNG NO WATER IN BLDG 55 LOADING DOCK URGENT 10/9/13 NNMC-55 1 PLUMBING

B4WS7D NO HEAT IN BUILDING 55 URGENT 10/29/13 NNMC-55 1 HVAC

B4XXZK
COLD CALL, B-55, RMS C-193 THRIRD FL. AND C-02 
BASEMENT

URGENT 11/21/13 NNMC-55 1 HVAC

B4YBSZ COLD CALL, B-55, 3RD FLOOR, FIRE DEPARTMENT URGENT 12/2/13 NNMC-55 1 HVAC
B4VNNK WATER DAMAGE CEILING B-6 RM-2282 URGENT 10/4/13 NNMC-6 1 STRUCTURAL
B4XB79 TUBE SYSTEM - BLDG 10, 6E, NEAR 6114 URGENT 11/8/13 NNMC-6 1 CONVEYING

B4YYZD
pipe leaking & storm drain stopped up, Building #63, 
American Garage

URGENT 12/11/13 NNMC-63 1 PLUMBING

B4W6DG CEILING LEAKS B-7 RM-1500 URGENT 10/7/13 NNMC-7 1 STRUCTURAL
B4W6DZ CEILING LEAK B-7 RM-HALLWAY BY 6326 URGENT 10/7/13 NNMC-7 1 STRUCTURAL
B4Y9XT AH- FAN COIL LEAK B-7 RM-3108 URGENT 11/29/13 NNMC-7 1 HVAC
B4Z3ST AH- CLOGGED DRAIN B-7 RM-1440 URGENT 12/12/13 NNMC-7 1 PLUMBING

B4YBLX TOILET WONT FLUSH, B-7, RM- 1330 infectious disease URGENT 12/2/13 NNMC-7 1 PLUMBING

B4WLFM FLOOR SINK LEAKING B-7 RM-1439 URGENT 10/18/13 NNMC-7 1 PLUMBING

B4WNDB
TOILET CONSTANTLY RUNNING - LADIES RESTROOM - 
BLDG 7, RM 4135

URGENT 10/22/13 NNMC-7 1 PLUMBING

B4Y9LY NO HOT WATER - BLDG 7, RM 5305 URGENT 11/27/13 NNMC-7 1 PLUMBING

B4TSTT LIGHTS OUT B-7 3RD FLOOR RM-3100 TRAUMA CENTER URGENT 9/6/13 NNMC-7 1 ELECTRICAL

B4WN7R
NO LIGHT IN RESTROOM - COMPLETELY DARK - BLDG 7, 
RM 3135

URGENT 10/22/13 NNMC-7 1 ELECTRICAL

B4Y99M
TOTALLY DARK IN RESTROOM - PUBLIC HEALTH DEPT - 
BLDG 7, RM 5337

URGENT 11/26/13 NNMC-7 1 ELECTRICAL

B4YZ9T POWER OUTAGE - BLDG 7, RM 6307, WEST WALL URGENT 12/11/13 NNMC-7 1 ELECTRICAL

B4WNVP
POWER OUT TO OUTLETS - PATIENT CARE AREA - 
NUTRITION DEPT - BLDG 7, RM 3106

URGENT 10/23/13 NNMC-7 1 ELECTRICAL

B4XXD6
NO POWER - OUTPATIENT NUTRITION - BLDG 7, RM 
3117

URGENT 11/20/13 NNMC-7 1 ELECTRICAL

B4YMJX
RESTORE POWER TO SIEMENS CONTROL B-7 RM-2309, 
2309A

URGENT 12/3/13 NNMC-7 1 ELECTRICAL

B4WNHZ
RADIATOR HEATER NOT WORKING - HAD HEAT LAST 
WEEK - PATIENT CARE AREA - SOCIAL WORK DEPT - 
BLDG 7, RM 6323

URGENT 10/22/13 NNMC-7 1 HVAC



J-1502000-05 Historical Service Orders FY13
DEFENSE HEALTH AGENCY

Page 202 of 242

Work 
Order

Description Work Type Location Priority Failure Class
Reported 

Date

B4WTPW
NO HEAT - Executive medicine clinic, bldg 7 first floor - 
RM 1511 AND OTHERS

URGENT 10/31/13 NNMC-7 1 HVAC

B4XX7R
COLD CALL, B-7, RMS 6323, 6328, 6329, 6330, 63333, 
6341, 6317, 6319, 6321 SOCIAL WORK - ALL 3RD FLOOR

URGENT 11/20/13 NNMC-7 1 HVAC

B4Y9JF HOT CALL - ADDICTION TREATMENT - BLDG 7, 4118 URGENT 11/26/13 NNMC-7 1 HVAC
B4WBZC COLD CALL, B-7, 1ST FLOOR, INFECETION DECEASE URGENT 10/9/13 NNMC-7 1 HVAC
B4WSJD HOT CALL B-7 RM-4105 URGENT 10/29/13 NNMC-7 1 HVAC

B4WV9M HOT CALL - TOO HOT - AUDIOLOGY - BLDG 7, RM 2143A URGENT 11/1/13 NNMC-7 1 HVAC

B4XW7F
HOT CALL - ADDICTION TREATMENT - BLDG 7, WHOLE 
DEPARTMENT

URGENT 11/18/13 NNMC-7 1 HVAC

B4YBCK HOT CALL, B-7, RM-4118 ADDICTION TREATMENT URGENT 12/2/13 NNMC-7 1 HVAC

B4YXKR
REPAIR STEAM VALVE ACTUATORS B-7 MECH ROOM 
2309A

URGENT 12/9/13 NNMC-7 1 HVAC

B4TYZW
REPAIR DOOR LOCK (CYPHER) - WON'T GO INTO JAMB - 
INFECTIOUS DISEASE - BLDG 7, RM 1330

URGENT 9/12/13 NNMC-7 1 LOCKS

B4WTPN
NO HEAT - All Executive medicine clinic, bldg 7 first 
floor, rm 1511 and others

URGENT 10/31/13 NNMC-7 1

B4YBD7 AH-CEILING LEAK B-7 RM-1500 URGENT 11/27/13 NNMC-7 1 STRUCTURAL
B4YYFC CEILING LEAK B-8 RM-6102 URGENT 12/9/13 NNMC-8 1 STRUCTURAL

B4W7JZ
BROKEN CYPHER LOCK - VERY DIFFICULT TO OPEN - 
SURGERY DEPT  - BLDG 8, 1317

URGENT 10/8/13 NNMC-8 1 LOCKS

B4W67J CEILING LEAK, B-8 BY THE PEACE GARDEN HALLWAY. URGENT 10/7/13 NNMC-8 1 PLUMBING

B4WPHY
WATER DAMAGE CEILING/WALLS/FLOOR, B-8, RMS 
1722

URGENT 10/23/13 NNMC-8 1 PLUMBING

B4WPXL CLOGGED TOILET, B-8, RM-1727 OPTOMERY URGENT 10/24/13 NNMC-8 1 PLUMBING
B4Y9XJ CLOGGED TOILET B-8 RM-1775 URGENT 11/29/13 NNMC-8 1 PLUMBING

B4WDWN CEILING LEAK, Bldg 8, 6th floor, Room 6114. URGENT 10/15/13 NNMC-8 1 PLUMBING

B4Y9HV
CLOGGED TOILET - MENS LOCKER ROOM - BLDG 8, RM 
1775

URGENT 11/26/13 NNMC-8 1 PLUMBING

B4WBXS
CLOGGED TOILET - OPTHOMOLOGY- BLDG 8, RM 1775 - 
PWD 422

URGENT 10/9/13 NNMC-8 1 PLUMBING

B4XVZ9
Replace burned out light bulb at top of stairwell - Bldg 8, 
6th floor, 6136B Stairwell

URGENT 11/15/13 NNMC-8 1 ELECTRICAL

B4WCNJ LOSS OF POWER IN 4 CUBICLES - BLDG 8, RM 5101 URGENT 10/10/13 NNMC-8 1 ELECTRICAL
B4Z3C3 AH- HOT CALL B-8 RM-6115A URGENT 12/12/13 NNMC-8 1 HVAC
B4VHWY HOT CALL, B-8, 5TH FL, RM-5128 URGENT 9/30/13 NNMC-8 1 HVAC
B4WCPD COLD CALL, B-8, CHAPLE 1ST FLOOR. URGENT 10/10/13 NNMC-8 1 HVAC

B4XWZD
COLD CALL - CHILD ADOLESCENT BEHAVIOR - BLDG 19, 
RM 4581

URGENT 11/19/13 NNMC-8 1 HVAC

B4Y9CN COLD CALL - SURGERY DEPT - BLDG 8, RM 5107 URGENT 11/26/13 NNMC-8 1 HVAC

B4Y9MD
HOT CALL - OFFICE WAY TOO HOT - HEALTHCARE 
ADMIN - BLDG 8, RM 6124

URGENT 11/27/13 NNMC-8 1 HVAC

B4YBKT EXTREMELY COLD B-8 RM-5107 URGENT 12/2/13 NNMC-8 1 HVAC

B4YBBB HVAC MALFUNCTION B-8 RM-1331 CHAPLAIN OFFICE URGENT 12/2/13 NNMC-8 1 HVAC

B4WTJR DOOR HANDLE COMING OFF, B-8, RM-4124 PCS URGENT 10/31/13 NNMC-8 1 REPAIR
B4Z3TX WWP- HOT CALL B-8 RM-2220 URGENT 12/12/13 NNMC-8 1
B4WV4F AH- COLD CALL B-8 RM-2179 URGENT 10/28/13 NNMC-8 1
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B4XY3C
CARPET COMING UP - GASTROENTEROLOGY CLINIC - 
TRIP HAZARD - PATIENTS HAVE TRIPPED AND FALLEN - 
BLDG 9, 1327 LOBBY

URGENT 11/21/13 NNMC-9 1 STRUCTURAL

B4W67S SMALL CEILING LEAK B-9 OR RM-3576 LOCKEROOM URGENT 10/7/13 NNMC-9 1 STRUCTURAL

B4XWH6
CEILING LEAK - UROLOGY - BLDG 9, CORRIDOR, AT OR 
NEAR 2747

URGENT 11/18/13 NNMC-9 1 STRUCTURAL

B4TTC7 -AH CEILING LEAK B-9 RM-0206 URGENT 9/5/13 NNMC-9 1 STRUCTURAL
B4WM79 AH-SOAKED TILE & BULGING B-26 RM-134 URGENT 10/15/13 NNMC-9 1 STRUCTURAL

B4WVHH
CEILING LIGHT COVER LOOSE - CHEST READING ROOM - 
RADIOLOGY DEPT - BLDG 9, RM 1794

URGENT 11/1/13 NNMC-9 1 STRUCTURAL

B4WMJW
AUTO BUTTON TO MOR DOOR NOT WORKING - BLDG 9, 
DOOR 3023

URGENT 10/21/13 NNMC-9 1 ELECTRICAL

B4WKKK
AUTOMATIC DOOR NOT OPENING B-9 RM-BY ROOM 
3114 BY FRONT DESK.

URGENT 10/17/13 NNMC-9 1 STRUCTURAL

B4WSPK REPAIR FIRE DOOR 0601, BLDG 9 URGENT 10/30/13 NNMC-9 1 STRUCTURAL
B4Z3TZ WWP- DOORS NOT OPENING B-9 RM-3701 URGENT 12/12/13 NNMC-9 1 STRUCTURAL

B4SMN4
DOOR WON'T FULLY CLOSE - OUT OF ALIGNMENT - MOR 
- BLDG 9, RM 3128

URGENT 8/20/13 NNMC-9 1 STRUCTURAL

B4VMPX
PUSH BUTTON TO OPEN DOOR NOT WORKING - 
INFRARED COVER MISSING - BLDG 9, RM 3700

URGENT 10/3/13 NNMC-9 1 STRUCTURAL

B4WV4P AH- DOOR HANDLE B-9 RM-3026 URGENT 10/28/13 NNMC-9 1 STRUCTURAL
B4WVJG AH- DOOR TO OR DISCONNECTED B-9 RM-3700 URGENT 10/31/13 NNMC-9 1 STRUCTURAL

B4WZPS
CRASH BAR FALLING OFF DOOR - PACU - BLDG 9, RM 
3026

URGENT 11/5/13 NNMC-9 1 STRUCTURAL

B4X73W
DOOR WON'T CLOSE - MAIN OR - SURGERY PENDING - 
BLDG 9, RM 3577

URGENT 11/6/13 NNMC-9 1 STRUCTURAL

B4XXTC
BUTTON TO AUTO DOOR NOT WORKING - DOOR WON'T 
OPEN FROM INSIDE - BLDG 9, FRONT DOOR - DOOR 
3700

URGENT 11/21/13 NNMC-9 1 STRUCTURAL

B4YTBF DOOR JAMMED, B-9, RM 1860 RADIOLOGY URGENT 12/5/13 NNMC-9 1 STRUCTURAL

B4Y974 SINK DRAIN CLOGGED - PATHOLOGY - BLDG 9, RM 3360 URGENT 11/26/13 NNMC-9 1 PLUMBING

B4Y3ZJ
CLOGGED SINK - WON'T DRAIN - BLOOD BANK - BLDG 9, 
RM 3360B

URGENT 11/22/13 NNMC-9 1 PLUMBING

B4VN69 AH- RESTORE FAN HOODS B-9 RM-729 URGENT 10/3/13 NNMC-9 1 HVAC
B4XWG7 AHU # 42, B-9, MECH ROOM URGENT 11/18/13 NNMC-9 1 HVAC
B4VJWS WATER TOO HOT - 130 DEGREES - BLDG 9, RM 0220 URGENT 10/2/13 NNMC-9 1 PLUMBING
B4VNP3 CLOGGED SINK B-9 RM-1676 URGENT 10/4/13 NNMC-9 1 PLUMBING
B4W6B4 CEILING LEAK, B-9, GYN WAITING AREA URGENT 10/7/13 NNMC-9 1 PLUMBING
B4W677 CEILING LEAK, B-9, CUSTOMER SERVICE DESK URGENT 10/7/13 NNMC-9 1 PLUMBING

B4W67N CEILING LEAK, B-9, FRONT DESK HOSPITAL DENTISTRY URGENT 10/7/13 NNMC-9 1 PLUMBING

B4W6Y9
TOILET CONTINUE TO FLUSH, B-9, BASEMENT, RM-0225, 
CDD

URGENT 10/8/13 NNMC-9 1 PLUMBING

B4WDV4 SINK CLOGGED B-9 RM-1676 URGENT 10/15/13 NNMC-9 1 PLUMBING

B4WRKB
OUTLETS NOT WORKING- B-9, BASEMENT GALLEY RM-
0383

URGENT 10/25/13 NNMC-9 1 ELECTRICAL

B4WRLV CLOGGED DRAIN, B-9 1ST FL. RM 1212 JANITOR CLOSET URGENT 10/25/13 NNMC-9 1 PLUMBING

B4WT7C
EXIT LIGHT HANGING, B-9 3RD FL.ACROSS FROM RM 
3607 PAIN CLINIC

URGENT 10/30/13 NNMC-9 1 ELECTRICAL
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B4Y9YM AH- TOILET LEAKING B-9 RM-5107A URGENT 11/24/13 NNMC-9 1 PLUMBING

B4YMM4
BOOMS NOT WORKING, B-9, 1ST FL. RM 1722 
PULMONARY

URGENT 12/3/13 NNMC-9 1 ELECTRICAL

B4YXJG AH- FAUCET BROKEN B-9 RM-1212 URGENT 12/5/13 NNMC-9 1 PLUMBING
B4STKW STEAM VALVE- B-9, RM-3200 URGENT 8/28/13 NNMC-9 1 PLUMBING
B4VBJC TOILET RUNNING B-9 BASEMENT RM-0225 URGENT 9/19/13 NNMC-9 1 PLUMBING
B4VH3F CEILING LEAK, B-9, RM-2448 OB GYN URGENT 9/27/13 NNMC-9 1 PLUMBING
B4WCH9 CEILING LEAK, B-9, RM-2314 PHARMACY URGENT 10/10/13 NNMC-9 1 PLUMBING
B4WBX7 CLOGGED TOILET, B-9, RM 1602 DYALSIS URGENT 10/9/13 NNMC-9 1 PLUMBING

B4WBXP
LEAKING FAUCET / RUST BUILD UP, B-9, RMS 1555 & 
1524A NEUROSURGERY

URGENT 10/9/13 NNMC-9 1 PLUMBING

B4WCJ9
PURPLE OUTLET NOTWORKING PROPERLY, B-9, RM-
2675 FACIAL SURGERY

URGENT 10/10/13 NNMC-9 1 ELECTRICAL

B4WHKH SINK LEAK, B-9, RM 3037 PACU URGENT 10/16/13 NNMC-9 1 PLUMBING

B4WHR4
CLOGGED SINK, B-9, RM 2307 PHARMACY LADIES 
RESTROOM

URGENT 10/16/13 NNMC-9 1 PLUMBING

B4WNVJ
3 OUTLETS NOT WORKING, B-9, RM-1914 INSIDE OF RM 
1908

URGENT 10/23/13 NNMC-9 1 ELECTRICAL

B4WV66 AH- TOILET RUNNING B-9 RM-1202 URGENT 10/28/13 NNMC-9 1 PLUMBING
B4X7BD CLOGGED TOILET, B-9, RM-3029 RESTROOM PACU URGENT 11/6/13 NNMC-9 1 PLUMBING

B4XWPJ
CEILING LEAK, B-9 2ND FL ACROSS FROM RM 2754 
CHANGING AREAUROLOGY CLINIC

URGENT 11/19/13 NNMC-9 1 PLUMBING

B4XY6V CEILING LEAK, B-9 RM 3537 APU PRESCREENING URGENT 11/21/13 NNMC-9 1 PLUMBING
B4Y9NN TOILET NOT FLUSHING B-9 RM-2870 URGENT 11/27/13 NNMC-9 1 PLUMBING

B4Y9T3
CLOGGED TOILET B-9 RM-PHARMACY RESTROOM 2ND 
FLOOR

URGENT 11/27/13 NNMC-9 1 PLUMBING

B4YB9T
OVERFLOWING TOILET B-9 RM-NEAR WEDGE COFFE 
SHOP WOMENS RESTROOM

URGENT 12/2/13 NNMC-9 1 PLUMBING

B4YBCX AH-CLOGGED SINK B-9 RM-1212 URGENT 11/21/13 NNMC-9 1 PLUMBING
B4YMHJ AH- TOILET NOT FLUSHING B-9 RM-108 URGENT 12/1/13 NNMC-9 1 PLUMBING
B4YTFZ OUTLETS NOT WORKING, B-9 BASEMENT, LAB URGENT 12/5/13 NNMC-9 1 ELECTRICAL
B4YTBP ACTIVE CEILING LEAK, B-9, RM-0215B CDD URGENT 12/5/13 NNMC-9 1 PLUMBING
B4YVRJ CLOGGED SINK, B-9, NURSE STATION PACU URGENT 12/9/13 NNMC-9 1 PLUMBING
B4YVXS CEILING LEAK, B-9 BASEMENT MECH ROOM URGENT 12/9/13 NNMC-9 1 PLUMBING
B4YVPP FAUCET LEAK B-9 RM-0837 DOOR#0829 URGENT 12/9/13 NNMC-9 1 PLUMBING

B4WN4W CRACK IN FLOOR - MOR - BLDG 9, RM 2635 URGENT 10/22/13 NNMC-9 1 STRUCTURAL

B4WL7R
TUBE SYSTEM DOWN - BLOWER NOT WORKING - BLDG 
9, RM 0759

URGENT 10/18/13 NNMC-9 1 CONVEYING

B4WHYJ
ICE MACHINE NOT PRODUCING ICE - ONLY ICE MACHINE 
IN AREA - FOR PATIENTS - PACU - BLDG 9, RM 3026

URGENT 10/16/13 NNMC-9 1 APPLIANCE

B4WHTC
ICE MACHINE NOT PRODUCING ICE - ONLY ICE MACHINE 
IN AREA - FOR PATIENTS - REGIONAL ANESTHESIA - 
BLDG 9, RM 3549

URGENT 10/16/13 NNMC-9 1 APPLIANCE

B4VJW3 CLOGGED SINK - MRI - MOR - BLDG 9, RM 3123 URGENT 10/2/13 NNMC-9 1 PLUMBING

B4WPNF
UNCLOG ALL 3 URINALS COVERED WITH BAGS - BLDG 9, 
RM 2801

URGENT 10/24/13 NNMC-9 1 PLUMBING

B4WSYG
CLOGGED TOILET - RECURRING ISSUE - BLDG 9, RM 
1316A

URGENT 10/30/13 NNMC-9 1 PLUMBING
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B4WNJR
WATER PRESSURE ON EYEWASH STATION NOT EVEN - 
TOO MUCH PRESSURE ON LEFT SIDE - TRANSFUSION 
SVCS - BLDG 9, RM 3360

URGENT 10/22/13 NNMC-9 1 PLUMBING

B4WZPH
WATER TOO COLD IN SCRUB SINK  - OR - BLDG 9, RM 
2676

URGENT 11/5/13 NNMC-9 1 PLUMBING

B4YN4H
WATER TOO HOT IN SCRUB SINK - ORAL MAXIILLARY 
FACIAL - BLDG 9, RM 2676

URGENT 12/4/13 NNMC-9 1 PLUMBING

B4WKH6
MULTIPLE LIGHTS OUT B-9 RM-3700, 3114, 3576, 3673, 
3129, 3128, 3127, 3125, 3133, 3653, 3615

URGENT 10/17/13 NNMC-9 1 ELECTRICAL

B4WSZK
LIGHTS FLICKERING ON AND OFF - IN SURGERY - BLDG 9, 
OR, RM 3129

URGENT 10/30/13 NNMC-9 1 ELECTRICAL

B4WZXM
MOST LIGHTS OUT - WAITING LOUNGE - MAIN OR - 
BLDG 9, 3532

URGENT 11/5/13 NNMC-9 1 ELECTRICAL

B4Y9M6 OVERHEAD LIGHT PANELS LOOSE B-9 RM-2714 & 2740 URGENT 11/27/13 NNMC-9 1 ELECTRICAL

B4WHRM AH-CEILING LEAK B-9 RM-1971 URGENT 10/10/13 NNMC-9 1 PLUMBING

B4YMGN REPAIR CONTROL AIR PIPE LEAK B-9 RM-2672 URGENT 12/3/13 NNMC-9 1 HVAC

B4YMSC
TOILET PIPE LEAK B-9 MAIN OR 3RD FLOOR LADIES 
LOCKEROOM

URGENT 12/3/13 NNMC-9 1 PLUMBING

B4VNGG NO POWER TO OUTLET - BLDG 9, RM 2557 URGENT 10/3/13 NNMC-9 1 ELECTRICAL
B4WKVD ICEMAKER INOPERABLE B-9 RM-3549 URGENT 10/17/13 NNMC-9 1 ELECTRICAL
B4YXGJ AH- POWER OUTAGE B-9 RM-2303 URGENT 12/6/13 NNMC-9 1 ELECTRICAL

B4XVYP 2 OUTLETS STOPPED WORKING - BLDG 9, PICU, RM 3548 URGENT 11/15/13 NNMC-9 1 ELECTRICAL

B4VNV9 AH-REFRIGERATOR NOT WORKING B-9 RM-0380 URGENT 10/3/13 NNMC-9 1 APPLIANCE

B4VJLD
REWORK - COLD CALL - TOO COLD - 64 DEGREES - BLDG 
9, RM 0207

URGENT 10/2/13 NNMC-9 1 HVAC

B4WV6J (REWORK) AH- AIR SUCTION INOP B-9 RM-1342 URGENT 10/28/13 NNMC-9 1 HVAC

B4YZWD
LIGHT SWITCH BROKEN - HOUSEKEEPING CLOSET - BLDG 
9, RM 1212

URGENT 12/12/13 NNMC-9 1 ELECTRICAL

B4VJTR HOT CALL, B-9, RM-2309, PHARMANCY URGENT 10/2/13 NNMC-9 1 HVAC
B4VHVN HOT CALL B-9 RM-2675 URGENT 9/30/13 NNMC-9 1 HVAC
B4W6FL AH- HOT CALL B-9 RM-0729 & 0745 URGENT 10/7/13 NNMC-9 1 HVAC
B4W6FZ AH- HOT CALL B-9 RM-1778 URGENT 10/6/13 NNMC-9 1 HVAC
B4W76C AH- HOT WATER TOO HOT B-9 RM-2307 URGENT 10/7/13 NNMC-9 1 PLUMBING
B4WKHJ HOT CALL B-9 RM-2475 URGENT 10/17/13 NNMC-9 1 HVAC
B4WM9J HOT CALL, B-9, RM 3561 APU CLINIC URGENT 10/21/13 NNMC-9 1 HVAC
B4WNKF HOT CALL, B-9 3RD FL. WHOLE UNIT PICU URGENT 10/22/13 NNMC-9 1 HVAC

B4XXCK
HOT CALL, B-9, BASEMTNET, RM 0206 STERILE 
PROCESSING

URGENT 11/20/13 NNMC-9 1 HVAC

B4XXGC
HOT CALL, B-9, RMS 3123, 3122 & 3121 MRI 
OBERSVATION

URGENT 11/20/13 NNMC-9 1 HVAC

B4YZB6 COLD CALL - BLDG 9, RM 2361 URGENT 12/11/13 NNMC-9 1 HVAC
B4TP7R HOT CALL, B-9, 3RD, RM-3506, PICU URGENT 9/3/13 NNMC-9 1 HVAC
B4TY6F -AH HOT CALL B-9 RM-206 URGENT 9/11/13 NNMC-9 1 HVAC
B4VJ3R -AH COLD CALL B-9 RM-261 URGENT 9/28/13 NNMC-9 1 HVAC
B4VJ4D -AH HOT CALL IN FREEZER B-9 RM-261 URGENT 9/27/13 NNMC-9 1 HVAC

B4WCMX
TOO COLD - INPATIENT PHARMACY - MEDS 
ENDANGERED - BLDG 9, RM 2315

URGENT 10/10/13 NNMC-9 1 HVAC

B4WHRJ AH-HOT CALL B-9 RM-GALLEY URGENT 10/10/13 NNMC-9 1 HVAC
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B4WP3P RESTORE SUPPLY FAN B-9 MECH ROOM 3RD FLOOR URGENT 10/23/13 NNMC-9 1 HVAC

B4WM77 AH-HOT CALL B-9 RM-PATHOLOGY URGENT 10/15/13 NNMC-9 1 HVAC

B4X77Y
HOT CALL - TEMP NEEDS TO RANGE BETWEEN 64 AND 
68 DEGREES - CURRENTLY 75 - STERILE PROCESSING - 
BLDG 9, RM 0212A

URGENT 11/6/13 NNMC-9 1 HVAC

B4YBB6 AH- HOT CALL B-9 RM-0204-A & 0205-A URGENT 11/26/13 NNMC-9 1 HVAC
B4YBNW HOT CALL B-9 RM-2460 URGENT 12/2/13 NNMC-9 1 HVAC
B4YBC4 HOT CALL, B-9, RM 3027 MAIN O.R. URGENT 12/2/13 NNMC-9 1 HVAC
B4YYCN COLD CALL, B-9, RM 424 MICU URGENT 12/9/13 NNMC-9 1 HVAC

B4YZ4N
REWORK- HOT CALL - 85 DEGREES - ADJUST TEMP - 
BLDG 9, RM 1304A

URGENT 12/11/13 NNMC-9 1 HVAC

B4WBDL
PNUEMATIC TUBE DOWN, B-9, BASEMENT RM-0760 
PATHOLOG Y LAB

URGENT 10/9/13 NNMC-9 1 HVAC

B4WS7W PNEUMATIC TUBE SYSTEM DOWN B-9 RM-0759 URGENT 10/29/13 NNMC-9 1 HVAC

B4XY3H
PNUEMATIC TUBE DOWN, B-9, BASEMENT RM 0759 
 LAB

URGENT 11/21/13 NNMC-9 1 HVAC

B4WC9D
Check for proper operation of Tempering Valve on 
Domestic Hot Water -BLDG 9, RM 0220 (MER)

URGENT 10/9/13 NNMC-9 1 PLUMBING

B4WV4J AH- NO WATER B-9 RM-0735 URGENT 10/28/13 NNMC-9 1 PLUMBING
B4WKNC AH- WINDOW LEAK B-9 RM-3235 URGENT 10/17/13 NNMC-9 1 STRUCTURAL
B4XWM
M

WINDOW LEAK - BLDG 9, NEAR 1406 URGENT 11/18/13 NNMC-9 1 STRUCTURAL

B4XWX9
SELFHELP - CEILING SPEAKERS HANGING FROM WIRES - 
UROLOGY - POSSIBLE HAZARD - BLDG 9, NEAR 2758

URGENT 11/19/13 NNMC-9 1 ELECTRICAL

B4TS7X
ELCON - ELEVATOR E15 CLEAN WILL NOT RESPOND B-9 
STERILE PROCESSING

URGENT 9/5/13 NNMC-9 1

B4SVJX -AH POWER OUT B-9 RM-3032 URGENT 8/24/13 NNMC-9 1
B4W6FM AH- EXHAUST HOODS DOWN B-9 RM-0729 URGENT 10/7/13 NNMC-9 1 HVAC

B4W6YC
BROKEN LATCH - CAN'T OPEN DOOR - PULMONARY 
CLINIC - BLDG 9, RM 1706

URGENT 10/8/13 NNMC-9 1 LOCKS

B4WKZL AH- HOT CALL B-9 RM-MAIN LAB URGENT 10/14/13 NNMC-9 1

B4WRD9
Clean Steam generator, B-9, Mechanical Room west 
pethouse

URGENT 10/24/13 NNMC-9 1 HVAC

B4WRLX
AUTOMATIC DOOR NOT OPENING - SAFETY ISSUE FOR 
PATIENTS GOING THROUGH HALLWAY - B-9 RM 3700 - 
FRONT DESK.

URGENT 10/25/13 NNMC-9 1 ELECTRICAL

B4WR49 AH-ICE MACHINE INOP B-9 RM-3549 URGENT 10/22/13 NNMC-9 1

B4WPWB
TUBE SYSTEM DOWN - "STATION DOWN" - BLDG 9, 2ND 
FLOOR PAHARMACY

URGENT 10/24/13 NNMC-9 1 CONVEYING

B4WTKX AH-HOT CALL B-9 RM-1568 URGENT 10/26/13 NNMC-9 1
B4WTPP DOOR COMING HINGES, B-9, RM 2766 UROLOGY URGENT 10/31/13 NNMC-9 1 REPAIR
B4X99W AH-TOILET CLOGGED, nnmc-9, 1250 URGENT 11/7/13 NNMC-9 1

B4XBFP
AH-"TOO COLD. NEED TEMP IN ROOMS SET BY 6AM 
NNMC-93128,3661 AND 3615,

URGENT 11/3/13 NNMC-9 1

B4XBGN AH-TOO HOT IN NCO.NNMC-9 1550 URGENT 11/5/13 NNMC-9 1

B4XV4Z
RESET VFD OF EXHAUST FAN A, B-14, MECH ROOM 
WEST PENTHOUSE

URGENT 11/14/13 NNMC-9 1

B4XRFV
RESTROOM DOOR LOCKED FROM INSIDE - WOMENS 
HEALTH CLINIC -BLDG 9, RM 2455

URGENT 11/13/13 NNMC-9 1 LOCKS
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B4Y9GZ
TOILET PIPE LEAKING WHEN FLUSHED - LADIES 
RESTROOM/LOCKER ROOM - BLDG 9, RM 0819

URGENT 11/26/13 NNMC-9 1

B4YMVV DOOR WILL NOT OPEN, B-9 BASEMENT, RM 0700 LAB URGENT 12/3/13 NNMC-9 1

B4YV99 CLOGGED TOILET, B-9, RM-0502 WOMENS RESTROOM URGENT 12/6/13 NNMC-9 1 PLUMBING

B4YYDG WWP- WATER TOO HOT - BLDG 9, RM-3505 URGENT 12/7/13 NNMC-9 1
B4Z3TY WWP- HOT CALL B-9 RM-206 URGENT 12/12/13 NNMC-9 1
B4Z3V3 WWP- CLOGGED TOILET B-9 RM-1332 URGENT 12/12/13 NNMC-9 1

B4SNKV
AH-OR#19 PNEUMATIC DOOR WILL NOT CLOSE, NNMC-
9,RM-3178

URGENT 8/20/13 NNMC-9 1

B4SRYL
TUBE SYSTEM DOWN - ZONE 2 DOWN - ZONE 1 PARTIAL 
DOWN - BLDG 9, RM 0760

URGENT 8/26/13 NNMC-9 1 REPAIR

B4VJHL CEILING LEAK, B-9, BASEMENT RM0215 LOGISTICS URGENT 10/2/13 NNMC-9 1 PLUMBING

B4VJHR
DOOR HANDLE BROKEN OFF, B-9 BASEMENT RM-0383, 
GALLEY

URGENT 10/2/13 NNMC-9 1 REPAIR

B4VJJK
CEILING BOOM HAS NO ELECTRICITY - BLDG 9, OR, RM 
3525

URGENT 10/2/13 NNMC-9 1 ELECTRICAL

B4WNCL
SCREW LOOSE ON STAIRWELL DOOR PUSH BAR - CAN'T 
EXIT - BLDG 9, 5001

URGENT 10/22/13 NNMC-9 1 LOCKS

B4WSBZ HANDRAIL FALLING B-9 RM-HALLWAY NEAR RM-0711 URGENT 10/29/13 NNMC-9 1 STRUCTURAL

B4WV6C AH- FAUCET CONSTANTLY RUNNING B-9 RM-3226 URGENT 10/28/13 NNMC-9 1 PLUMBING

B4WV6W AH- SEWAGE SMELL B-9 RM-740 URGENT 10/28/13 NNMC-9 1 PLUMBING

B4WVJ7 AH- CLOGGED SINK B-9 RM-2718 URGENT 10/30/13 NNMC-9 1 PLUMBING

B4WVJK EYEWASH STATION TOO HOT B-9 RM-0734 INSIDE 0729 URGENT 11/1/13 NNMC-9 1 PLUMBING

B4WZTH
TUBE SYSTEM DOWN - INPATIENT PHARMACY - BLDG 9, 
RM 2317

URGENT 11/5/13 NNMC-9 1 CONVEYING

B4WZWH CLOGGED TOILET - BLDG 9, RM 2715C URGENT 11/5/13 NNMC-9 1 PLUMBING

B4XWKM
TUBE SYSTEM DOWN - LAB GOES TO ICU - BLDG 9, ER 
NURSE STATION

URGENT 11/18/13 NNMC-9 1 CONVEYING

B4Y4RC CLOGGED SINK, BLDG 9, 2ND FLR, RM 2554 URGENT 11/25/13 NNMC-9 1 PLUMBING
B4Y4TH REPAIR FIRE DOORS, BLDG 9 URGENT 11/25/13 NNMC-9 1 REPAIR

B4Y9SH
FIRE DOOR HARD TO OPEN - DOOR HANDLE NOT 
WORKING PROPERLY - BLDG 9, DOOR 0822

URGENT 11/27/13 NNMC-9 1 LOCKS

B4Y9TT DOOR HANDLE STUCK B-9 RM-0829 URGENT 11/27/13 NNMC-9 1
B4YXGV AH- POWER OUTAGE B-98 URGENT 12/6/13 NNMC-98 1 ELECTRICAL

B4WM7X DOOR WILL NOT UNLOCK, B-9A, DOOR # 4131- MICU URGENT 10/21/13 NNMC-9A 1 STRUCTURAL

B4WC67 FAUCET DRIP, B-9A, CHARGE NURSE STATION, SICU URGENT 10/9/13 NNMC-9A 1 PLUMBING

B4WP3J CLOGGED TOILET, B-9A, RM- 1210 NUCLEAR MEDICINE URGENT 10/23/13 NNMC-9A 1 PLUMBING

B4YBHK
DOOR AUTO AND OUTLETS NOT WORKING, B-9A, E.R 
WAITING ROOM

URGENT 12/2/13 NNMC-9A 1 ELECTRICAL

B4YNJZ TOILET LEAKING, B-9A, RM1532A NEUROSURGERY URGENT 12/4/13 NNMC-9A 1 PLUMBING

B4Y9GS
WATER TOO HOT IN EYEWASH STATION - BLDG 9, MOR, 
3134, 3590

URGENT 11/26/13 NNMC-9A 1 PLUMBING
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B4WRWS CLOGGED TOILET - BLDG 9A, RM 3308 URGENT 10/25/13 NNMC-9A 1 PLUMBING

B4YNHR
TOILET CONTINUALLY FLUSHES - LADIES RESTROOM - ER 
- BLDG 9A, RM 1798

URGENT 12/4/13 NNMC-9A 1 PLUMBING

B4W7DF SMALL LEAK B-9A RM-2017 URGENT 10/8/13 NNMC-9A 1 PLUMBING
B4WDTC CEILING LEAK B-9A RM-2215 URGENT 10/15/13 NNMC-9A 1 PLUMBING
B4WM63 AH-POWER OUT B-9A RM-1526 URGENT 10/16/13 NNMC-9A 1 ELECTRICAL

B4Y4CD
CEILING LIGHTS - ABOVE CABINETS - WON'T TURN OFF - 
FLICKERSCARDIOLOGY/CATH LAB - BLDG 9A, RM 2050

URGENT 11/22/13 NNMC-9A 1 ELECTRICAL

B4W6H3 HOT CALL B-9A RM-1031 EMERGENCY DEPT. URGENT 10/7/13 NNMC-9A 1 HVAC
B4W64S COLD CALL, B-9A, RM-3203, ICU PHARMACY URGENT 10/7/13 NNMC-9A 1 HVAC

B4W6DM
RESTORE CHILL WATER VALVE B-9A MECHANICAL 
ROOM

URGENT 10/7/13 NNMC-9A 1 HVAC

B4WDYB AH-HOT CALL B-9A RM-3073 URGENT 10/9/13 NNMC-9A 1 HVAC
B4WPDS AH-HOT CALL B-9A RM-1526 URGENT 10/21/13 NNMC-9A 1 HVAC
B4WTKY AH-HOT CALL B-9A RM-3101 URGENT 10/27/13 NNMC-9A 1 HVAC
B4X739 WWP-HOT CALL IN PATIENT ROOM B-9A RM-3057 URGENT 11/1/13 NNMC-9A 1 HVAC

B4XVHV
ADJUST COLD AIR BLASTING FROM VENT - BLDG 9A, RM 
1108

URGENT 11/14/13 NNMC-9A 1 HVAC

B4VJNW AH-PATIENT ROOM TOO HOT, NNMC-9A RM 3101 URGENT 10/2/13 NNMC-9A 1 HVAC
B4VJRV AH-TOO HOT, NNMC-9A, 4121 URGENT 10/2/13 NNMC-9A 1 HVAC

B4WHPN
TOO HOT - NUCLEAR MEDICINE - NEEDS TO BE BELOW 
70 - BLDG 9A, RM 1524

URGENT 10/16/13 NNMC-9A 1 HVAC

B4WP9R AH- COLD CALL B-9A RM-3101 URGENT 10/18/13 NNMC-9A 1 HVAC
B4WM67 AH-COLD CALL B-9A RM-3203 URGENT 10/16/13 NNMC-9A 1 HVAC
B4WP4X AH- HOT CALL B-9A RM-1512 URGENT 10/17/13 NNMC-9A 1 HVAC

B4WVNH AH- COLD CALL B-9A 3089 URGENT 10/31/13 NNMC-9A 1 HVAC

B4YBBC AH-LOOSE VALVE B-9A RM-1201 URGENT 11/26/13 NNMC-9A 1 PLUMBING
B4WPGL NO POSITIVE PRESSURE - BLDG 9A, RM 4107 URGENT 10/23/13 NNMC-9A 1 HVAC

B4WR66
LOCK ON BATHROOM DOOR HANDLE BROKEN - 
RESPIRATORY THERAPY - DOOR WON'T CLOSE - BLDG 
9A, RM 3008

URGENT 10/24/13 NNMC-9A 1 LOCKS

B4XWPN
REPAIR CYPHER LOCK - ORTHOPEDICS - DOOR 
UNLOCKABLE - NEEDS ACCESS TO PERSONAL 
EQUIPMENT - BLDG 9, RM 2982

URGENT 11/19/13 NNMC-9A 1 LOCKS

B4WSND
BROKEN CYPHER LOCK - FROZEN SCREEN - SECURED 
AREA - CARDIO/CATH LAB - BLDG 9A, RM 2049

URGENT 10/29/13 NNMC-9A 1

B4VHYM
BKLG - CEILING LIGHTS B-10 BY RM-1101 PATIENT 
ADMIN

ROUTINE 9/30/13 NNMC-10 1 ELECTRICAL

B4WKLP
BKLG - LIGHTS OUT BY PATIENT ADMINISTRATION RM-
1101

ROUTINE 10/17/13 NNMC-10 1 ELECTRICAL

B4TZTV
BKLG - FLUORESCENT LIGHT OUT - BLDG 10, 3C - 
HALLWAY, NEAR RM 3221 - NURSE STATION

ROUTINE 9/13/13 NNMC-10 1 ELECTRICAL

B4V4CK
BKLG - LIGHT OUT ABOVE MAIN ENTRY DOOR - BLDG 10, 
MAIN LOBBY

ROUTINE 9/17/13 NNMC-10 1 ELECTRICAL

B4V3RJ
BKLG - FLUORESCENT LIGHT OUT JUST INSIDE OF GYM 
AT FRONT DESK - HALLWAY - BLDG 17

ROUTINE 9/17/13 NNMC-17 1 ELECTRICAL

B4VNN3 BKLG - LIGHTS OUT ELEVATOR LOBBY B-19 3RD FLOOR ROUTINE 10/4/13 NNMC-19 1 ELECTRICAL
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B4WF44 BKLG - REPLACE LIGHT IN ORTHOPEDIC HALLWAY ROUTINE 10/15/13 NNMC-19 1 ELECTRICAL
B4TVMZ BKLG - LIGHTS OUT B-2 MAINSTREET CAFE ROUTINE 9/9/13 NNMC-2 1 ELECTRICAL
B4SXSX BKCT - DAMAGED CEILING TILE B-7 RM-1439 ROUTINE 8/30/13 NNMC-7 1

B4VCYZ
BKLT - FLUORESCENT LIGHT BURNED OUT - OPTOMETRY 
- HALLWAY - BLDG 8, OUTSIDE 1741

ROUTINE 9/23/13 NNMC-8 1 ELECTRICAL

B4TWVB
BKLG-LIGHTS OUT, B-9, HALLWAY NEAR ROOM 1243, 
GENERAL SURGERY

ROUTINE 9/10/13 NNMC-9 1 ELECTRICAL

B4TST7
BKLG - FLICKERING LIGHT - PATIENTS COMPLAINING - 
UROLOGY CLINIC - HALLWAY, BLDG 9, 2ND FLOOR

ROUTINE 9/6/13 NNMC-9 1 ELECTRICAL

B4WLF9 BKLG - RELAMP LIGHTS B-9 ALL WAITING AREAS ROUTINE 10/18/13 NNMC-9 1 ELECTRICAL

B4WPDC
BKLG - REPLACE BURNED OUT LIGHT BULBS - ELEVATOR 
LOBBY - NEAR ELEVATORS 19 & 20 - BLDG 9A

ROUTINE 10/23/13 NNMC-9A 1 ELECTRICAL
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B4WZSF
HEAT OFF LINE - RESTORE TO PROPER OPERATION - 
BLDG 27, ENTIRE BLDG

EMERGENCY 11/5/13 NNMC-27 1 HVAC

B4WCMF
CLOGGED DRAIN - BACKED UP - FLOODING INTO 
STAIRWELL - SLIP HAZARD - BLDG 27, EMERGENCY EXIT - 
LOADING DOCK SIDE OF BLDG

EMERGENCY 10/10/13 NNMC-27 1 PLUMBING

B4NWK3 AH-LOADING DOCK FLOODED-NNMC-27 EMERGENCY 6/7/13 NNMC-27 1 PLUMBING

B4WKY7 AH-HOT CALL B-27 RM-WHOLE BUILDING EMERGENCY 10/15/13 NNMC-27 1 HVAC

B4X9DJ
GENERATOR 1 HAS TRIPPED - ALARM SOUNDING - BLDG 
27, RM 1124

EMERGENCY 11/7/13 NNMC-27 1 ELECTRICAL

B4TYDC
CHILLER NOT WORKING - "CIRCUIT SHUT DOWN HAS 
OCCURRED" - BLDG 27

SERVICE 9/11/13 NNMC-27 1 HVAC

B4S6WY
INTERIOR DOOR OF FRONT DOOR OFF TRACK - SECURED 
BLDG 27

SERVICE 8/7/13 NNMC-27 1 STRUCTURAL

B4PXJH
TWO CLOGGED SINKS, B-27, 2ND FL. MENS RESTROOM 
& KITCHEN

SERVICE 7/2/13 NNMC-27 1 PLUMBING

B4R6PZ
TOILET NOT FLUSHING & REPLACE SEAT B-27 RM-
ADMIRAL OFFICE 3RD FLOOR

SERVICE 7/8/13 NNMC-27 1 PLUMBING

B4RLKK
CLOGGED SINK, B-27, 1ST FLOOR, WOMENS RESTROOM 
IN ITD AREA

SERVICE 7/23/13 NNMC-27 1 PLUMBING

B4RLKR
AH-REPLACE BAD VAV CONTROLLER, NNMC-27, RM-
1105

SERVICE 7/22/13 NNMC-27 1 ELECTRICAL

B2XYJJ LEAK ON FLOOR B-27 RM-1124 SERVICE 4/22/13 NNMC-27 1 PLUMBING

B4SLMP
TOILET LEAKING AT SEAL - BLDG 27, 2ND FLOOR LADIES 
ROOM - WET FLOOR

SERVICE 8/19/13 NNMC-27 1 PLUMBING

B4PXBY
BROKEN FLUSH ARM INSIDE TOILET TANK - BLDG 27, 
3RD FLOOR, RESTROOM INSIDE COMMAND OFFICE

SERVICE 7/2/13 NNMC-27 1 PLUMBING

B4NW6T CHILLERS DOWN B-27 SERVICE 6/10/13 NNMC-27 1 HVAC
B4P6CT AH-CHILLER DOWN: TEMP TOO HIGH-NNMC-27 SERVICE 6/12/13 NNMC-27 1 HVAC
B2Y4P2 COLD CALL B-27 ALL OF 1ST FLOOR SERVICE 4/29/13 NNMC-27 1 HVAC

B4SMG3
BROKEN PUSH BAR - BLDG 27, ENTRY DOOR TO IT DEPT - 
1ST FLOOR - NEAR 1114

SERVICE 8/20/13 NNMC-27 1 LOCKS

B4RFYF
EMCOR SUPPORT - Electricians support for Building 27 
Emergency Generator testing

SERVICE 7/15/13 NNMC-27 1 ELECTRICAL

B4PBFD -AH CHILLER DOWN WHOLE BUILDING B-27 SERVICE 6/13/13 NNMC-27 1
B4PVBG -AH REPLACE VAV B-27 RM-1105 SERVICE 6/28/13 NNMC-27 1
B4PVBH -AH REPLACE UPS B-27 RM-N/A SERVICE 6/28/13 NNMC-27 1
B4R6NW -AH CHILLER DOWN ENTIRE BUILDING B-27 SERVICE 7/5/13 NNMC-27 1

B4RCRR VFD BURNT OUT, B-27, MECH ROOM SERVICE 7/10/13 NNMC-27 1 HVAC

B4SFPP -AH NO A/C 1ST FLOOR B-27 SERVICE 8/8/13 NNMC-27 1

B4SKVB
BACK DOOR BY LOADING DOCK WON'T LOCK - SECURED 
BLDG - BLDG 27

SERVICE 8/16/13 NNMC-27 1 LOCKS

B2NXL8 Outlet and Sink, B-27, Kitchen & RM-3325 SERVICE 1/4/13 NNMC-27 2 ELECTRICAL

B2XT69 ASSISTANCE REQUEST - B-27 POWER OUTAGE SERVICE 4/15/13 NNMC-27 1

B2YB6X
SEWAGE SMELL FROM LADIES RESTROOM - BLDG 27, 
RM 1127

SERVICE 5/6/13 NNMC-27 1 PLUMBING

Reported 
Date
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B2Y93W
SLOW DRAINING TOILET - WON'T FLUSH MATERIAL - 
BLDG 27, 3RD FLOOR LADIES RESTROOM

SERVICE 5/3/13 NNMC-27 1 PLUMBING

B2YB52 NO AIIRFLOW - BLDG 27, 2ND & 3RD FLOORS SERVICE 5/6/13 NNMC-27 1 HVAC

B326FX UPS SYSTEM B-27 RM-OUTSIDE MECHANICAL ROOM SERVICE 5/15/13 NNMC-27 1 ELECTRICAL

B326BB
AH-ENTIRE BUILDING COLD-NNMC-27-ENTIRE BUILDING 
IS CDOLD

SERVICE 5/14/13 NNMC-27 1 HVAC

B4MS9V
AH- CHILLERS ARE DOWN @ THE DATA CENTER-nnmc-
27-ROOM 1123

SERVICE 5/18/13 NNMC-27 1 HVAC

B4N6YF CHILLER SHUT DOWN, B-27, OUTSIDE MECH ROOM SERVICE 5/30/13 NNMC-27 1 HVAC

B4WMCD
AC UNIT NOT WORKING - UPS ROOM - BLDG 27, RM 
1124

URGENT 10/21/13 NNMC-27 1 HVAC

B4WL7D
MACHINE HAD BURNING SMELL - DISCONNECTED 
MACHINE - CHECK OUTLET FOR CORRECT REGULATION - 
BLDG-27, RM 3008

URGENT 10/18/13 NNMC-27 1 ELECTRICAL

B4VJBR -AH REPAIR LOCK B-27 RM-1134 URGENT 9/30/13 NNMC-27 1 LOCKS
B4XWHK HOT CALL, B-27, WHOLE FIRST FLOOR URGENT 11/18/13 NNMC-27 1 HVAC
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B4SNHH ALARM GOING OFF B-51 RM-1318 EMERGENCY 8/21/13 NNMC-51 1 ELECTRICAL

B4RLJY NO WATER TO BLDG 51 NICOE EMERGENCY 7/23/13 NNMC-51 1 PLUMBING

B4XBFR PRESSURE FLUXUATION, B-51 RM-2400 EMERGENCY 11/8/13 NNMC-51 1 HVAC
B4SB9X TOILET OVERFLOWING, BLDG 51,  1ST FLR EMERGENCY 8/9/13 NNMC-51 1 PLUMBING

B4V46V
BKLG - REPLACE LIGHT BULBS - BLDG 51, GLASS DOORS - 
D9

RECURRING 9/17/13 NNMC-51 1 ELECTRICAL

B4VHZ7
left side door exiting the side of NICoE, will not open., B-
51

ROUTINE 9/30/13 NNMC-51 1 STRUCTURAL

B4WMB6
BLDG 51, NICoE, Rear exit door next to room 1206 
needs adjusting,  latch sticks

ROUTINE 10/21/13 NNMC-51 1 STRUCTURAL

B4WP4Y AH- DOOR NOT LATCHING B-51 RM-REAR ROUTINE 10/17/13 NNMC-51 1 STRUCTURAL
B4YMW7 DOOR NOT OPENING B-51 SIDE DOOR ROUTINE 12/3/13 NNMC-51 1 STRUCTURAL

B4YMFY AH- FRONT DOOR WILL NOT SECURE B-51 RM-FRONT ROUTINE 11/27/13 NNMC-51 1 STRUCTURAL

B4YB9L HIGH PITCH NOISE, B-51, RM-2139 NICO ROUTINE 12/2/13 NNMC-51 1 HVAC
B4YMW4 TOILET LEAKS B-51 RM-1007 ROUTINE 12/3/13 NNMC-51 1 PLUMBING
B4Y3WY LEAKY TOILET  - BLDG 51, RM 2115 ROUTINE 11/21/13 NNMC-51 1 PLUMBING
B4WDZL LIGHT OUT B-51 SLEEP LAB VESTIBULE ROUTINE 10/15/13 NNMC-51 1 ELECTRICAL
B4V43L REPLACE LIGHT BULBS - GLASSED DOORS - D9 ROUTINE 9/17/13 NNMC-51 1 ELECTRICAL

B4WLGL
3 interior light bulbs need replacement in NICoE Central 
Park - BLDG 51

ROUTINE 10/18/13 NNMC-51 1 ELECTRICAL

B4WMCT
Ballast needs changing in florescent light second floor, 
at rear exit of cargo elevator hallway - BLDG 51

ROUTINE 10/21/13 NNMC-51 1 ELECTRICAL

B4WDZN COLD CALL B-51 RM-1307 & 1305 ROUTINE 10/15/13 NNMC-51 1 HVAC

B4WLGC COLD CALL - Room 1112 too cold for occupant - BLDG 51 ROUTINE 10/18/13 NNMC-51 1 HVAC

B4VF4W
OPEN FOR SCUTTLE - VENT PENETRATION - BLDG 51, 
RM 2001

ROUTINE 9/24/13 NNMC-51 1 HVAC

B4WTDN
SELFHELP - MOVE BULLETIN BOARD - BLDG 51, 1201 TO 
1309

ROUTINE 10/30/13 NNMC-51 1 LABOR

B4WMBK
SELFHELP - BLDG 51, Room 2108C - Remove counter to 
accommodate new furniture installation

ROUTINE 10/21/13 NNMC-51 1 LABOR

B4RCFD WATERFALL IS IN ALARM - BLDG 51 LOBBY SERVICE 7/9/13 NNMC-51 1 ELECTRICAL
B2Y8Z3 MRI HVAC ALARM SOUNDING - BLDG 51, RM 1124 SERVICE 5/3/13 NNMC-51 1 ELECTRICAL

B4TYXV ADJUST DOOR - BLDG 51, RM 1319 SERVICE 9/12/13 NNMC-51 1 STRUCTURAL

B4PNB3 DOORS NOT LATCHING B-51 DOOR 1501 & 1121 SERVICE 6/20/13 NNMC-51 1 STRUCTURAL

B4RGW3
EXTERIOR SLIDING DOOR NOT FUNCTIONING PROPERLY - 
DIFFICULT FOR WHEELCHAIRS - BLDG 51, FRONT DOOR

SERVICE 7/16/13 NNMC-51 1 STRUCTURAL

B4PTJR REPAIR DOOR B-51 RM-1002N SERVICE 6/27/13 NNMC-51 1 STRUCTURAL

B4RJB6 DRAGGING DOOR - PLAYGROUND SIDE, BLDG 51 SERVICE 7/18/13 NNMC-51 1 STRUCTURAL

B4VGBP
Door closer needs adjusting / strike plate, B-51, DOOR# 
1001N & D-8

SERVICE 9/25/13 NNMC-51 1 STRUCTURAL

Reported 
Date
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B2PPSH
Door, B-51, Front door on the right hand side & Door # 
X(

SERVICE 1/14/13 NNMC-51 2 STRUCTURAL

B4RHF7 HIGH FAN NOISE B-51 RM- 1305 & 1307 SERVICE 7/17/13 NNMC-51 1 HVAC

B2Z9ST Leaking faucet in BLDG 51, RM 2104 SERVICE 5/10/13 NNMC-51 1 PLUMBING

B4TPCT LIGHTS OUT & DOOR STICKING, B-51, MULTIPLE ROOMS SERVICE 9/3/13 NNMC-51 1 ELECTRICAL

B4PNGS SLOW SINK DRAIN B-51 SPACE 2000 SERVICE 6/20/13 NNMC-51 1 PLUMBING

B4RHMN CLOGGED SINK B-51 RM-2008 SERVICE 7/17/13 NNMC-51 1 PLUMBING

B4TXBD SINK HANDLE LOOSE NEED TO BE FIXED, B-51, RM-1129 SERVICE 9/10/13 NNMC-51 1 PLUMBING

B4VGBH Water leak , B-51, mech room 2400 SERVICE 9/25/13 NNMC-51 1 PLUMBING
B2XSZT WATER LINE LEAK B-51 RM-1322 SERVICE 4/15/13 NNMC-51 1 PLUMBING

B2XT5K
TOILET WATER STEAM, B-51, LADIES ROOM 2ND FLOOR 
BY THE STAIRS

SERVICE 4/15/13 NNMC-51 1 PLUMBING

B4PTFX LOOSE FLOOR PANEL B-51 RM-1501 SERVICE 6/27/13 NNMC-51 1 STRUCTURAL

B4SB9J CLOGGED URINAL - BLDG 51, RM 1014 SERVICE 8/9/13 NNMC-51 1 PLUMBING

B4R9VW REPLACE LIGHTS B-51 RM-2010 SERVICE 7/9/13 NNMC-51 1 ELECTRICAL

B4RHFV ADJUST / REPLACE MOTION SENSOR B- 51 RM-1112 SERVICE 7/17/13 NNMC-51 1 ELECTRICAL

B2XSZY
REPLACE BULBS B-51 RM-1400 & 2400 & AU BON PAIN 
CLINIC

SERVICE 4/15/13 NNMC-51 1 ELECTRICAL

B2ZD6H CHANGE UNKNOWN TYPE LIGHT BULBS SERVICE 5/14/13 NNMC-51 1 ELECTRICAL

B4MYX9 LIGHTS OUT COMPLETELY B-51 RM-2139 SERVICE 5/28/13 NNMC-51 1 ELECTRICAL

B4SLTM Patch and paint wall - BLDG 51, RM 1102 SERVICE 8/19/13 NNMC-51 1 FCA_PAINT

B2XSBK
water leak in mech rm 2400 steam pipe #14 - slow water 
drip - Bldg 51, Room 2400

SERVICE 4/12/13 NNMC-51 1 PLUMBING

B2TVXX NO POWER B-51 RM-1501 SERVICE 3/5/13 NNMC-51 1 ELECTRICAL

B2Z9SC Intercom at Sleep Lab entrance door SERVICE 5/10/13 NNMC-51 1 ELECTRICAL

B4NR73 REPLACE LIGHT BULBS - BLDG 51, MULTIPLE AREAS SERVICE 6/7/13 NNMC-51 1 ELECTRICAL

B4MV7H DOOR HANDLE B-51 RM-2104 & 2302 & 1206 & 2104 SERVICE 5/21/13 NNMC-51 1 STRUCTURAL

B4TVWD
COLD CALL - BLDG 51, PATIENT ROOMS 1307 & 1305 / 
CHECK GLYCOL LEVEL

SERVICE 9/9/13 NNMC-51 1 HVAC

B4MVPW HOT CALL B-51 RM-2308 SERVICE 5/22/13 NNMC-51 1 HVAC

B4MWNR
HOT CALL - PHYSICAL THERAPY ROOM - BLDG 51, SPACE 
2000

SERVICE 5/23/13 NNMC-51 1 HVAC

B4MVPS PATCH & PAINT B-51 RM-1000 SERVICE 5/22/13 NNMC-51 1 STRUCTURAL

B4SLVL
BROKEN LOCKING MECHANISM - BLDG 51, Room 1007, 
Male latrine

SERVICE 8/19/13 NNMC-51 1 LOCKS
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B4RLHL PATCH & PAINT - BLDG 51, RMS 2122, 1114A SERVICE 7/23/13 NNMC-51 1 FCA_PAINT

B4NWCL clogged drain line, B-51, room 2000 SERVICE 6/10/13 NNMC-51 1 PLUMBING

B4RHFG SEAL GROUT B-51 RM-ADL APT. RM-2102 SERVICE 7/17/13 NNMC-51 1 PLUMBING

B4RHH4 SMART MONITORING SYSTEM ALARM B-51 WATERFALL SERVICE 7/17/13 NNMC-51 1 ELECTRICAL

B4RKNY AH-REPAIR FLOOR LINOLEUM, NNMC-51 SERVICE 7/18/13 NNMC-51 1
B4S6HR STEAM LEAK, B-51, RM-2400 SERVICE 8/6/13 NNMC-51 1 HVAC

B4VC7S
BLDG 51: BATHROOM DOOR,  RM 1202 / PATCH & 
PAINT, RM 1501

SERVICE 9/20/13 NNMC-51 1 LOCKS

B2RP7S COLD CALL B-51 SLEEP LAB SERVICE 1/25/13 NNMC-51 3
B2RP7V TOILET KEEPS FLUSHING B-51 RM-1104 & 1106 SERVICE 1/25/13 NNMC-51 3
B2SLH5 RELAMP FLICKERING LIGHTS SERVICE 1/31/13 NNMC-51 4 ELECTRICAL
B2T4C4 NO HOT WATER, LIGHT OUT B-51 RM-2115 SERVICE 2/11/13 NNMC-51 1 REPAIR

B2T7GB Handyman - Picture and leash rack hung B-51 RM-1206 SERVICE 2/13/13 NNMC-51 1 LABOR

B2TR56 DOOR NOT LATCHING, B-51, RM-2001 SERVICE 3/1/13 NNMC-51 1 REPAIR

B2TL2G Kick Plate Missing Screw-BLDG 51, Room 1126 SERVICE 2/28/13 NNMC-51 1 REPAIR

B2WMDZ REPLACE BULBS B-51 NICOE RM- 2304 SERVICE 4/8/13 NNMC-51 1 ELECTRICAL

B2WX8P Locks- NICOE SERVICE 4/11/13 NNMC-51 3 LOCKS

B2XVZV
BELT MAKING NOISE FROM AIR HANDLER, B-51, RM-
2139

SERVICE 4/17/13 NNMC-51 1 REPAIR

B2XYJ2
hot/cold faucets not working B-51 RM-2104, Adjust 
door closer RM-2007

SERVICE 4/22/13 NNMC-51 1 REPAIR

B2XYBV OUTLET & LIGHT INOP B-51 RM-2008 SERVICE 4/22/13 NNMC-51 1 ELECTRICAL

B2Y29K Toilet continues to flush / REPLACE LIGHT BULBS SERVICE 4/26/13 NNMC-51 1 PLUMBING

B4Y9XN DOOR OFF TRACK B-51 FRONT ENTRANCE URGENT 11/29/13 NNMC-51 1 STRUCTURAL

B4WM9P
DOOR TO RADIATION ROOM WON'T SHUT - BLDG 51, 
RM 1122B

URGENT 10/21/13 NNMC-51 1 STRUCTURAL

B4X34M RESTORE ELECTRICAL WIRING B-51 RM-2400 URGENT 11/5/13 NNMC-51 1 ELECTRICAL

B4XVKB
Temperature too hot in room 1112, 1126 - NICoE, Bldg 
51

URGENT 11/14/13 NNMC-51 1 HVAC

B4WTDH COLD CALL - too cold for occupant - BLDG 51, RM 1112 URGENT 10/30/13 NNMC-51 1 HVAC

B4WVGP
BLDG 51, Room 1309 too hot for Medication fridge and 
Pyxis machine

URGENT 11/1/13 NNMC-51 1 HVAC
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B4VCH7 -WWP ACTIVE LEAK B-62 RM-B305E EMERGENCY 9/18/13 NNMC-62 1 PLUMBING

B4YT9K WWP -FLOOD B-62 RM-505W EMERGENCY 12/1/13 NNMC-62 1 PLUMBING

B4TX7M -WWP UPS ALARMING B-62 EMERGENCY 9/9/13 NNMC-62 1 ELECTRICAL

B4SLLZ
WWP-GARBAGE DISPOSAL NOT WORKING / NO HOT 
WATER,NNMC-62, RM 313W

EMERGENCY 8/15/13 NNMC-62 1

B4SLM6
WWP-"BATHROOM SENSOR LIGHT IN A/B SIDE ARE OUT 
NEEDS TO BE REPLACED-62, RM 313W

EMERGENCY 8/15/13 NNMC-62 1

B4SHFK -WWP LEAK B-62 RM-B119E EMERGENCY 8/13/13 NNMC-62 1

B4PXL3 -WWP A/C LEAK B-62 RM-B104 EMERGENCY 7/1/13 NNMC-62 1

B4Z4CB WWP- CEILING LEAK B-62 RM-514W EMERGENCY 12/13/13 NNMC-62 1

B4Z4CD WWP- NO HEAT B-62 RM-313 EMERGENCY 12/14/13 NNMC-62 1

B4PVC4 -WWP BROKEN CORD B-62 RM-WARRIOR CAFE EMERGENCY 6/28/13 NNMC-62 1

B4RD7S -WWP LEAK B-62 RM-3038 EMERGENCY 7/9/13 NNMC-62 1

B4RJSL -WWP WATER LEAK B-62 RM-113W EMERGENCY 7/18/13 NNMC-62 1

B4RJKR -WWP LEAK B-62 RM 113W EMERGENCY 7/17/13 NNMC-62 1

B4RJKV -WWP AC NOT WORKING B-62 RM 514W EMERGENCY 7/17/13 NNMC-62 1

B4RJGC -WWP BLACK OUT B-62 HALLWAYS EMERGENCY 7/16/13 NNMC-62 1

B4RKSY -WWP LEAK B-62 RM-B305E EMERGENCY 7/18/13 NNMC-62 1

B4SGMC -WWP SEWAGE BACKUP B-62 RM-B1 EMERGENCY 8/12/13 NNMC-62 1

B4X7HT WWP - SEWAGE PUMP ALARM B-62 EMERGENCY 10/29/13 NNMC-62 1

B4YBPD WWP-CEILING LEAK B-62 RM-503W EMERGENCY 11/26/13 NNMC-62 1

B326CW -WWP ALARM SOUNDING B-62 EMERGENCY 5/14/13 NNMC-62 1

B4WPPP WWP-REPLACE TILES B-62 RM-ACROSS 3040 ROUTINE 10/15/13 NNMC-62 1 STRUCTURAL

B4VFR7 HVAC repairs B62 RTUs - BLDG 62 ROUTINE 9/25/13 NNMC-62 1 HVAC

B4W6HZ WWP-DOOR STOPPER B-62 RM-414W ROUTINE 10/4/13 NNMC-62 1 STRUCTURAL

B4WRKD
Adjust door so that it will latch and lock - Buildings 62 – 
Room B301E

ROUTINE 10/25/13 NNMC-62 1 STRUCTURAL

B4VJRH WWP- HANDLE LOOSE B-62 RM-B313E ROUTINE 9/30/13 NNMC-62 1 STRUCTURAL

Reported 
Date
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B4WC9Z WWP- DOOR NOT CLOSING B-62 RM-B307 ROUTINE 10/8/13 NNMC-62 1 STRUCTURAL

B4WCB6 WWP- DOOR OFF TRACK B-62 RM-B310E ROUTINE 10/8/13 NNMC-62 1 STRUCTURAL

B4YNC9 WWP- DOOR INOP B-62 RM-B-3-EAST ROUTINE 12/3/13 NNMC-62 1 STRUCTURAL

B4VN93 WWP REPLACE FILTERS B-62 RM-B303E ROUTINE 10/2/13 NNMC-62 1 HVAC

B4SLN3
WWP-WATER LEAKING FROM CEILING IN UNIT A-62,RM 
117W

ROUTINE 8/15/13 NNMC-62 1 PLUMBING

B4W6J3 WWP-TOILET CLOGGED B-62 RM-206 ROUTINE 10/6/13 NNMC-62 1 PLUMBING

B4WV63 AH- REPLACE SHOWER HEAD B-62 RM-217W ROUTINE 10/28/13 NNMC-62 1 PLUMBING

B4YNCR WWP- REPAIR FAUCET B-62 RM-N/A ROUTINE 12/3/13 NNMC-62 1 PLUMBING

B4WPSG WWP-SENSOR LIGHT OUT B-62 RM-413E ROUTINE 10/17/13 NNMC-62 1 ELECTRICAL

B4X6ZS WWP-SENSOR LIGHT OUT B-62 RM-105W ROUTINE 11/1/13 NNMC-62 1 ELECTRICAL

B4YXH9 AH- LIGHT OUT B-62 RM-MULTIPLE ROUTINE 12/5/13 NNMC-62 1 ELECTRICAL

B4WCB3 WWP- LIGHT OUT B-62 RM-3RD FLOOR ROUTINE 10/8/13 NNMC-62 1 ELECTRICAL

B4WCB4 WWP- LIGHTS OUT B-62 RM-MULTIPLE FLOORS ROUTINE 10/8/13 NNMC-62 1 ELECTRICAL

B4YT7X WWP - REPLACE LIGHTS B-62 RM-CAFE ROUTINE 11/27/13 NNMC-62 1 ELECTRICAL

B4YT7R WWP - LIGHT OUT B-62 RM-3035 ROUTINE 11/27/13 NNMC-62 1 ELECTRICAL

B4Y9XP WWP- HOT CALL B-62 RM-319W ROUTINE 11/29/13 NNMC-62 1 HVAC

B4WHNS AH-WINDOW NOT CLOSING B-62 RM-417W ROUTINE 9/18/13 NNMC-62 1 STRUCTURAL

B4SLMJ WWP-"PATCH AND PAINT BEHIND RECLINERS, nnmc-62 ROUTINE 8/15/13 NNMC-62 1

B4SLMK
WWP-RUBBER SHOWER SEAL NEEDS TO BE REPLACED- 
NNMC-62,RM 404E

ROUTINE 8/15/13 NNMC-62 1

B4SLMM
WWP-AIR VENT HAS DIRT OR MOLD LIKE APPEARANCE 
ON VENT.-62,RM 404E

ROUTINE 8/15/13 NNMC-62 1

B4SLMS
WWP-.2 CARPET TILES NEED TO BE REPLACED IN ROOM 
414 WEST-62,RM 404E

ROUTINE 8/15/13 NNMC-62 1

B4SLMW WWP-"EASTWING HALLWAY LIGHTS ARE OUT..-62,RM ROUTINE 8/15/13 NNMC-62 1

B4SLMY
WWP-THE HINGES ON THE WALL LOCKER IS BROKEN-
62,RM 137W

ROUTINE 8/15/13 NNMC-62 1

B4VNVD WWP-SENSOR LIGHT OUT B-62 RM-504E ROUTINE 10/3/13 NNMC-62 1

B4VNVG WWP-REPLACE BULBS B-62 RM-3035 ROUTINE 10/3/13 NNMC-62 1

B4VNVH WWP-SHOWER HEAD BROKEN B-62 RM-417W ROUTINE 10/3/13 NNMC-62 1

B4VNVJ WWP-SANDY DISCHARGE IN WATER B-62 RM-B103 ROUTINE 10/3/13 NNMC-62 1
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B4W7FJ WWP- MOUNT ITEMS TO WALL B-62 RM-2033 ROUTINE 10/7/13 NNMC-62 1 LABOR

B4WPRD WWP-REPLACE SCREEN B-62 RM-403W ROUTINE 10/16/13 NNMC-62 1

B4WPJG WWP-PATCH & PAINT B-62 RM-303E & 312W ROUTINE 10/11/13 NNMC-62 1

B4WPJH WWP-LIGHT OUT B-62 RM-303E & 312W ROUTINE 10/11/13 NNMC-62 1

B4WPJJ WWP-BROKEN LATCH B-62 RM-312W ROUTINE 10/11/13 NNMC-62 1

B4WPJK WWP-WINDOW LEAK B-62 RM-2057 ROUTINE 10/11/13 NNMC-62 1

B4WPJL WWP-OVEN LIGHT OUT B-62 RM-103E & 118W ROUTINE 10/11/13 NNMC-62 1

B4WPJN WWP-PATCH & PAINT B-62 RM-B212 & B104 ROUTINE 10/11/13 NNMC-62 1

B4WPRK WWP-REPLACE SOAP DISPENSER B-62 RM-CAFE ROUTINE 10/16/13 NNMC-62 1 LABOR ONLY

B4WPXC WWP-REPLACE DOOR STOP B-62 RM-404E ROUTINE 10/21/13 NNMC-62 1

B4WPXG WWP-LIGHTS OUT B-62 RM-WEST WING ROUTINE 10/22/13 NNMC-62 1

B4WPXJ WWP-REPLACE TILES B-62 RM-WEST SIDE HALLWAY ROUTINE 10/22/13 NNMC-62 1

B4WPXN WWP-RESET POWER B-62 RM-WEST SIDE HALLWAY ROUTINE 10/22/13 NNMC-62 1

B4WPXR WWP-REPLACE TILES B-62 RM-WEST SIDE HALLWAY ROUTINE 10/22/13 NNMC-62 1

B4WPXZ WWP-WINDOW LATCH B-62 RM-318E ROUTINE 10/22/13 NNMC-62 1

B4WPY6 WWP-POWER OUTAGE B-62 RM-2023 & 2025 ROUTINE 10/23/13 NNMC-62 1

B4WPY9 WWP-DISH WASHER INOP B-62 RM-417E ROUTINE 10/23/13 NNMC-62 1

B4WPYC WWP-LIGHT COVERS B-62 RM-1017 ROUTINE 10/23/13 NNMC-62 1

B4WPYF WWP-HANG PICTURE B-62 RM-2022 ROUTINE 10/23/13 NNMC-62 1

B4WTP4 WWP- DOOR INOP B-62 RM-B301E ROUTINE 10/27/13 NNMC-62 1

B4YZ93 WWP - LOCK INOP B-62 RM-1030 ROUTINE 12/5/13 NNMC-62 1

B4YZ96 WWP - MOUNT POCKET B-62 RM-3066 ROUTINE 12/5/13 NNMC-62 1

B4YZ9B WWP - LIGHTS OUTB-62 RM-3RD FLOOR WEST WING ROUTINE 12/5/13 NNMC-62 1

B4YZ9G WWP - LIGHTS OUT B-62 RM-MAIN LOBBY ROUTINE 12/5/13 NNMC-62 1

B4YZ9J WWP - MOUNT BOX B-62 RM-3049 ROUTINE 12/5/13 NNMC-62 1

B4YZ7B WWP- Sensor light out B side Bathroom B-62 RM 311W ROUTINE 12/5/13 NNMC-62 1

B4YZ7M WWP - PATCH & PAINT B-62 RM-218W ROUTINE 12/5/13 NNMC-62 1
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B4YZ7N WWP - FRAME BROKE B-62 RM-318W ROUTINE 12/5/13 NNMC-62 1

B4Z4B9 WWP- REPAIR HANDLE B-62 RM-418E ROUTINE 12/11/13 NNMC-62 1

B4Z4BJ WWP- REPAIR FAUCET B-62 RM-KITCHEN ROUTINE 12/11/13 NNMC-62 1

B4Z4C4 WWP- COLD CALL B-62 RM-104W ROUTINE 12/13/13 NNMC-62 1

B4Z4C7 WWP- POWER RESET B-62 RM-3010 & 3029 ROUTINE 12/13/13 NNMC-62 1

B4Z4CF WWP- DOOR OFF TRACK B-62 RM-411E ROUTINE 12/13/13 NNMC-62 1

B4Z4CG WWP-NO HEAT B-62 RM-103W ROUTINE 12/14/13 NNMC-62 1

B4Z3TT WWP- LIGHT OUT B-62 RM-415E ROUTINE 12/12/13 NNMC-62 1

B4Z3TV WWP- LIGHT OUT B-62 RM-503W ROUTINE 12/12/13 NNMC-62 1

B4Z3TW WWP- DOOR NOT OPENING B-62 RM-B310 ROUTINE 12/12/13 NNMC-62 1

B4SMTJ
WWP-LIGHT OUT IN WARRIOR CAFE SEE CORWIN FOR 
LOCATION, NNMC-62

ROUTINE 8/16/13 NNMC-62 1

B4SMTT
WWP-CARPET AND TILES IS LOOSE IN BATHROOM AND 
WATER IS UNDERNEATH IT., NNMC-62,RM 614E

ROUTINE 8/16/13 NNMC-62 1

B4SMTY
WWP-WASHING MACHINE IS NOT WORKING, NNMC-
62,B105

ROUTINE 8/18/13 NNMC-62 1

B4SMV3
WWP-NO ELECTRICITY TO DOOR- KEYS NOT WORKING, 
NNMC-62,215W

ROUTINE 8/18/13 NNMC-62 1

B4VDDG -WWP LIGHT OUT B-62 RM-MAIN KITCHEN ROUTINE 9/20/13 NNMC-62 1

B4WTV6 WWP - PATCH & PAINT B-62 RM-503E ROUTINE 10/25/13 NNMC-62 1

B4WTVG WWP -COLD CALL B-62 RM-3110 ROUTINE 10/28/13 NNMC-62 1

B4WTVK WWP - HANG FRAME B-62 RM-3044 ROUTINE 10/28/13 NNMC-62 1

B4WTVL WWP -BACK DOOR BROKEN B-62 RM-WARRIOR CAFE ROUTINE 10/28/13 NNMC-62 1

B4WTTX WWP - LIGHT OUT B-62 RM-503E ROUTINE 10/25/13 NNMC-62 1

B4X7HL WWP - PATCH & PAINT RM-B310 B-62 ROUTINE 11/6/13 NNMC-62 1

B4X7HM WWP - POWER OUT RM-2007 B-62 ROUTINE 10/29/13 NNMC-62 1

B4X7HX WWP - SIGN MOUNTED B-62 RM-3001 ROUTINE 10/29/13 NNMC-62 1

B4X7HY WWP - HANG PICTURES B-62 RM-2052 ROUTINE 10/29/13 NNMC-62 1

B4X7J3 WWP -DISPLAY CASE B-62 RM-HALLWAY ROUTINE 10/29/13 NNMC-62 1

B4X7JF WWP - AIR HANDLER DOWN B-62 RM-ROOF ROUTINE 10/30/13 NNMC-62 1
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B4X7JH WWP-SHOWERHEAD LOOSE B-62 RM-313W ROUTINE 10/31/13 NNMC-62 1

B4X7JP WWP-STRIKEPLATE LOOSE B-62 RM-313W ROUTINE 10/31/13 NNMC-62 1

B4X7JR WWP-REPLACE TILE B-62 RM-LOBBY ROUTINE 10/31/13 NNMC-62 1

B4X7JS
WWP-EXHAUST FAN NOT WORKING B-62 RM-WARRIOR 
CAFE

ROUTINE 11/1/13 NNMC-62 1

B4X7K9 WWP-THERMOSTAT CRACKED B-62 RM-615E ROUTINE 11/3/13 NNMC-62 1

B4X7KS WWP-SENSOR LIGHT CHANGE B-62 RM-415E ROUTINE 11/5/13 NNMC-62 1

B4X7KT WWP-SENSOR LIGHT CHANGE B-62 RM-415E ROUTINE 11/5/13 NNMC-62 1

B4X7KW WWP-POWER OUT B-62 RM-3062 & 3016 ROUTINE 11/5/13 NNMC-62 1

B4X7KY WWP-PLUMBING ISSUES B-62 RM-103W & 104W ROUTINE 11/5/13 NNMC-62 1

B4X7L3 WWP-DOOR OFF TRACK B-62 RM-B304E ROUTINE 11/5/13 NNMC-62 1

B4X7L4 WWP-LIGHTS IN SHOWER B-62 RM-VARIOUS ROUTINE 11/5/13 NNMC-62 1

B4X7L9 WWP-PATCH & PAINT B-62 RM-VARIOUS ROUTINE 11/5/13 NNMC-62 1

B4X7LB WWP-COLD CALL B-62 RM-B313E & 206E ROUTINE 11/5/13 NNMC-62 1

B4X7LF
WWP-WATER FOUNTAIN WINTERIZED B-62 RM-WATER 
FOUNTAIN

ROUTINE 11/5/13 NNMC-62 1

B4X7LH
WWP-HANDICAP BUTTON NOT WORKING B-62 RM-
MAIN DOOR

ROUTINE 11/5/13 NNMC-62 1

B4YBJX WWP- NO COLD WATER B-62 RM-317W ROUTINE 11/22/13 NNMC-62 1

B4YBKF WWP- LIGHT OUT B-62 RM-417W ROUTINE 11/22/13 NNMC-62 1

B4YBKK WWP- PATCH & PAINT B-62 RM-B305E ROUTINE 11/22/13 NNMC-62 1

B4YBL3 WWP- BATHROOM STALL BROKEN B-62 RM-1008 ROUTINE 11/22/13 NNMC-62 1

B4YBL6 WWP- WINTERIZE FOUNTAIN B-62 RM-OUTSIDE ROUTINE 11/23/13 NNMC-62 1

B4YNC7 WWP- REHANG BLINDS B-62 RM-B216 ROUTINE 12/3/13 NNMC-62 1

B4YNCP WWP- REPLACE TOILET PAPER HOLDER B-62 RM-B213 ROUTINE 12/3/13 NNMC-62 1 LABOR

B4YT7V WWP - REPLACE CELING TILES B-62 RM-5TH FLOOR ROUTINE 11/27/13 NNMC-62 1

B4YT9B WWP - PATCH & PAINT B-62 RM-MULTIPLE ROUTINE 11/27/13 NNMC-62 1 STRUCTURAL

B4YT9D WWP - REHANG BLINDS B-62 RM-LIBRARY ROUTINE 11/27/13 NNMC-62 1 STRUCTURAL

B4YT9F WWP - PATCH & PAINT B-62 RM-MULTIPLE ROUTINE 11/29/13 NNMC-62 1 STRUCTURAL

B4YT9J WWP -WINDOW INOP B-62 RM-212E ROUTINE 11/29/13 NNMC-62 1 STRUCTURAL
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B4YT7S WWP - LIGHT OUT B-62 RM-514W ROUTINE 11/27/13 NNMC-62 1

B4YT7T WWP - LIGHT OUT B-62 RM-WEST ELEVATOR ROUTINE 11/27/13 NNMC-62 1

B4YTCJ WWP - PATCH & PAINT B-62 RM-618E ROUTINE 12/2/13 NNMC-62 1

B4YTCK WWP - REPAIR WINDOW B-62 RM-414W - 618E ROUTINE 12/2/13 NNMC-62 1

B4YTDX WWP-COLD CALL B-62 RM-3029 ROUTINE 12/3/13 NNMC-62 1 HVAC

B4YTLV
WWP - DOOR STOPPER & PATCH & PAINT B-62 RM-
B103E

ROUTINE 12/4/13 NNMC-62 1

B4YTLX WWP - SHOWER HEAD BROKEN B-62 RM-B202E ROUTINE 12/4/13 NNMC-62 1

B4YZBD WWP- NO POWER B-62 RM-2098G ROUTINE 12/6/13 NNMC-62 1

B4YZBF WWP - LIGHT OUT B-62 RM-506E ROUTINE 12/6/13 NNMC-62 1

B4YZBH WWP - NO HOT WATER B-62 RM-WARRIOR CAFE ROUTINE 12/7/13 NNMC-62 1

B4YZBY WWP - COLD CALL B-62 RM-3029 ROUTINE 12/6/13 NNMC-62 1

B4YZBZ WWP - HEATER NOT WORKING B-62 RM-B213 ROUTINE 12/9/13 NNMC-62 1

B4VCHF -WWP CEILING LEAK B-62 RM-213WEST SERVICE 9/19/13 NNMC-62 1 STRUCTURAL

B4VGMN -WWP REPAIR DISPOSAL B-62 RM-403W SERVICE 9/25/13 NNMC-62 1 APPLIANCE

B4VCGP -WWP DOOR ARM B-62 RM-418W SERVICE 9/19/13 NNMC-62 1 STRUCTURAL

B4VGC3 -WWP REATTACH DOOR B-62 513W 103W SERVICE 9/24/13 NNMC-62 1 STRUCTURAL

B4VCHD -WWP CLOGGED DRAIN B-62 RM-MAIN CAFE SERVICE 9/19/13 NNMC-62 1 PLUMBING

B4VCHP -WWP FLOOR DRAIN B-62 RM-WARRIOR CAFE SERVICE 9/19/13 NNMC-62 1 PLUMBING

B4TX7R -WWP SHOWER CLOGGED B-62 RM-113W SERVICE 9/9/13 NNMC-62 1 PLUMBING

B4VD9C -AH DRAIN CLOGGED B-62 MAIN KITCHEN SERVICE 9/20/13 NNMC-62 1 PLUMBING

B4TXWN -WWP EXHAUST FAN INOP B-62 RM-115W SERVICE 9/10/13 NNMC-62 1 HVAC

B4VGBW
-WWP NEED KITCHEN EXHAUST FAN REPLACED. B-62 
405 EAST

SERVICE 9/24/13 NNMC-62 1 HVAC

B4TXXD -WWP SINK FAUCET B-62 RM-113W SERVICE 9/10/13 NNMC-62 1 PLUMBING

B4TXX3
-WWP REPLACE AIR FILTERS B-62 RM-115W, 211W & 
B110E

SERVICE 9/10/13 NNMC-62 1 HVAC

B4PRTZ AH-SHOWER HEAD LEAKING, nnmc-62-414 EAST SERVICE 6/25/13 NNMC-62 1 PLUMBING

B4RLK6
AH-RPPM 11E B-SIDE BATHROOM SENSOR LIGHT OUT. 
CLOSET LIGHT FIXTURE BROKEN.NNMC-62, RM-111E

SERVICE 7/22/13 NNMC-62 1 ELECTRICAL



J-1502000-05 Historical Service Orders FY13
WWTU

Page 221 of 242

B4S6VR AH-CLOGGED SINK. NNMC-62, B113 SERVICE 8/5/13 NNMC-62 1 PLUMBING

B4SMSB
WWP-IN WARRIOR CAFE IN KITCHEN THE SINK IS 
BLOWING OUT VERY HOT WATER AND WILL NOT SHUT 
OFF., NNMC-62,WARRIOR CAFE

SERVICE 8/19/13 NNMC-62 1 PLUMBING

B4SPNF
WWP-LEAK FROM COPPER PIPE FROM WALL IN 
BATHROOM, NNMC-62,RM B303E

SERVICE 8/22/13 NNMC-62 1 PLUMBING

B4TVLP -WWP LOOSE TOILET SEATS B-62 RM-GROUND LOBBY SERVICE 9/6/13 NNMC-62 1 PLUMBING

B4VBTB -WWP SHOWERHEAD REPLACE B-62 RM-303E SERVICE 9/18/13 NNMC-62 1 PLUMBING

B4VCG9 -WWP TUB & URNINAL INOP B-62 RM-305 & 1008 SERVICE 9/19/13 NNMC-62 1 PLUMBING

B4VCHC -WWP TOILET LEAKING B-62 RM-221E SERVICE 9/18/13 NNMC-62 1 PLUMBING

B4VGBY -WWP REPAIR SHOWER HEAD. B-62 405 EAST SERVICE 9/24/13 NNMC-62 1 PLUMBING

B4VGBN -WWP CLOGGED TOILET B-62 RM-113 SERVICE 9/24/13 NNMC-62 1 PLUMBING

B2S6HH SHOWER BROKEN. B-62 RM-403W -WWP SERVICE 1/27/13 NNMC-62 1 PLUMBING

B2WTZ8
Turn Fountain water feature on at the Building 62 Circle 
/ Healing Garden

SERVICE 4/9/13 NNMC-62 1 PLUMBING

B2XT9X LIGHT SENSORS NOT WORKING - NNMC-62, RM 218E SERVICE 4/12/13 NNMC-62 1 ELECTRICAL

B4NHMH
REFRIGERATION OF SALAD BAR NOT WORKING - BLDG 
62, MAIN DINING AREA

SERVICE 6/3/13 NNMC-62 1 HVAC

B4PBBH PIPE LEAKING UNDER SINK - BLDG 61, RM 306E SERVICE 6/14/13 NNMC-62 1 PLUMBING

B4SXSV
WWP - (5) OUTSIDE LIGHTS ARE OUT AND NEEDS TO BE 
REPLACED  - BLDG 62

SERVICE 8/30/13 NNMC-62 1 ELECTRICAL

B4VCHN -WWP LIGHT NOT WORKING B-62 RM-213E SERVICE 9/19/13 NNMC-62 1 ELECTRICAL

B4VCHR -WWP LIGHT OUT B-62 RM-112W SERVICE 9/19/13 NNMC-62 1 ELECTRICAL

B4SXSN
WWP - "LIGHT OUT BY OFFICE AND THE ELEVATOR 
LIGHT OUT IN WARRIOR CAFE - NNMC-62

SERVICE 8/30/13 NNMC-62 1 ELECTRICAL

B4TVTY -WWP LIGHTS OUT B-62 RM-B105E SERVICE 9/6/13 NNMC-62 1 ELECTRICAL

B4TVTS -WWP LIGHTS OUT B-62 HALLWAY SERVICE 9/6/13 NNMC-62 1 ELECTRICAL

B4TZB3 -WWP LIGHTS OUT B-62 RM-VARIOUS SERVICE 9/11/13 NNMC-62 1 ELECTRICAL

B4VBXG -WWP LIGHTS OUT B-62 RM-104EAST SERVICE 9/18/13 NNMC-62 1 ELECTRICAL

B4VGBZ -WWP LIGHT OUT. B-62 414 EAST SERVICE 9/24/13 NNMC-62 1 ELECTRICAL

B2XXVX -WWP LIGHTS OUT B-62 EAST HALLWAY SERVICE 4/18/13 NNMC-62 1 ELECTRICAL

B2Y96R -AH LIGHT B-62 RM-N/A SERVICE 5/2/13 NNMC-62 1 ELECTRICAL

B4TX7X -WWP REPAIR LINE B-62 RM-N/A SERVICE 9/9/13 NNMC-62 1 PLUMBING



J-1502000-05 Historical Service Orders FY13
WWTU

Page 222 of 242

B4TXCT Repair Leak  B-62 Mechanical room B201 SERVICE 9/10/13 NNMC-62 1 PLUMBING

B4VBTT -WWP LEAK B-62 RM-111B W SERVICE 9/19/13 NNMC-62 1 PLUMBING

B4VBV3 -WWP LEAK B-62 RM-211B WEST SERVICE 9/18/13 NNMC-62 1 PLUMBING

B4VCHH -WWP NO POWER B-62 RM-3108 SERVICE 9/19/13 NNMC-62 1 ELECTRICAL

B4SXRC
WWP - POWER OUTAGE IN RM 2070 MEDICAL BOARD - 
NNMC-62, RM 2070

SERVICE 8/30/13 NNMC-62 1 ELECTRICAL

B4VJ64
-WWP RESET BREAKER B-62 RM-2026 & 2027 & RM 
3108

SERVICE 9/27/13 NNMC-62 1 ELECTRICAL

B4RRLF
Validate Serviceability of DHW Re-circulation Pumps, 
Bldg 62

SERVICE 7/26/13 NNMC-62 1 PLUMBING

B2ZCLS
AH-THE STOVE TOP NEEDS TO BE RELAMPED-NNMC-
62RM 304E-

SERVICE 5/9/13 NNMC-62 1 APPLIANCE

B4TSLB WWP-NNMC-62, 512 W,A/C UNIT DOWN, REPAIR SERVICE 8/30/13 NNMC-62 1 HVAC

B4TTFR -WWP NO AIR B-62 2ND FLOOR SERVICE 9/6/13 NNMC-62 1 HVAC

B4S6ZL -WWP NO HOT WATER B-62 RM-62C SERVICE 8/7/13 NNMC-62 1 PLUMBING

B4PRT6 AH-A/C BROKEN-B-62-B213 SERVICE 6/24/13 NNMC-62 1 HVAC

B4TX7W -WWP HOT CALL  B-62 RM-WARRIOR CAFE SERVICE 9/9/13 NNMC-62 1 HVAC

B2P6DF NO HEAT B-62 RM-611E -WWP SERVICE 1/9/13 NNMC-62 1 HVAC

B2S6H6 NO HEAT B-62 RM-205E -WWP SERVICE 1/26/13 NNMC-62 1 HVAC

B2S6J4 "A" SIDE HAS NOT HEAT B-62 RM-606E -WWP SERVICE 1/28/13 NNMC-62 1 HVAC

B4TX7J -WWP CEILING TILES B-62 SERVICE 9/10/13 NNMC-62 1 STRUCTURAL

B4VGMP -WWP WALL TILES MISSING B-62 RM-512W SERVICE 9/25/13 NNMC-62 1 STRUCTURAL

B4TX7Z -WWP CLEAN VENTS B-62 RM-505W SERVICE 9/9/13 NNMC-62 1 HVAC

B4VCHL -WWP MOUNT BOARD B-62 RM-3045 & 3040 SERVICE 9/19/13 NNMC-62 1 STRUCTURAL

B4TVTL -WWP DOORS & PATCH & PAINT B-62 RM-513W SERVICE 9/6/13 NNMC-62 1 STRUCTURAL

B4VCH3 -WWP REPAIRS B-62 RM-413W SERVICE 9/18/13 NNMC-62 1 STRUCTURAL

B4VGC7
-WWP PATCH & PAINT, REPAIR SENSOR B-62 103W & 
112E

SERVICE 9/24/13 NNMC-62 1 STRUCTURAL

B4SFTM -WWP REPAIR WASHER / DRYER B-62 RM-306W SERVICE 8/12/13 NNMC-62 1 APPLIANCE

B2SWWM WASHING MACHINE IS LEAKING B-62 RM-613E -WWP SERVICE 1/30/13 NNMC-62 1 APPLIANCE

B4VCGY -WWP REPAIR BLINDS B-62 MEDIATION ROOM SERVICE 9/18/13 NNMC-62 1 STRUCTURAL

B4VBXD -WWP WINDOW NOT CLOSING B-62 RM-417W SERVICE 9/18/13 NNMC-62 1 STRUCTURAL
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B4NRLD NO POWER, B-62, NEAR ROOM 2051 2ND FL. SERVICE 6/7/13 NNMC-62 1 ELECTRICAL

B4NPDB -WWP CARPET B-62 RM-414W RM-503W SERVICE 6/4/13 NNMC-62 1

B4SHFR -WWP LIGHTS OUT B-62 RM-WEST SIDE ELEVATOR SERVICE 8/13/13 NNMC-62 1

B4SKKJ -WWP WINDOWS B-62 RM-317E & 513E SERVICE 8/14/13 NNMC-62 1

B4SKKC -WWP SENSOR LIGHT OUT B-62 RM-513E SERVICE 8/14/13 NNMC-62 1

B4SKKD -WWP SHOWER HEAD B-62 RM-317E SERVICE 8/14/13 NNMC-62 1

B4SKKL -WWP PATCH & PAINT B-62 RM-513E SERVICE 8/14/13 NNMC-62 1

B4SKKR -WWP WATER FOUNTAIN B-62 OUTSIDE SERVICE 8/14/13 NNMC-62 1

B4SKKS -WWP EXHAUST FAN B-62 WARRIOR CAFE SERVICE 8/14/13 NNMC-62 1

B4SKKT -WWP WINDOW CRANK B-62 RM-505W SERVICE 8/14/13 NNMC-62 1

B4VCHM -WWP REHANG CURTAIN B-62 RM-203 SERVICE 9/19/13 NNMC-62 1 STRUCTURAL

B4TTFB -WWP SENCOR LIGHT OUT B-62 RM-311E SERVICE 9/5/13 NNMC-62 1

B4PNXS -WWP COMPUTER DESK B-62 RM-204W SERVICE 6/21/13 NNMC-62 1

B4PP4H -WWP DOOR CLOSURE B-62 RM-104W SERVICE 6/20/13 NNMC-62 1

B4PP4F -WWP OUTLET B-62 RM-105W SERVICE 6/19/13 NNMC-62 1

B4PP4G -WWP LIGHT OUT B-62 RM-2098C SERVICE 6/20/13 NNMC-62 1

B4PP46 -WWP SECURE WALL B-62 RM-CUBICLE 12 SERVICE 6/18/13 NNMC-62 1

B4PP4B -WWP CURTAIN ROD B-62 RM-615E SERVICE 6/19/13 NNMC-62 1

B4PPZN -WWP LEAKS B-62 RM-111W SERVICE 6/23/13 NNMC-62 1

B4PPZG -WWP WASHER B-62 RM-211W SERVICE 6/22/13 NNMC-62 1

B4PPZP -WWP PATCH & PAINT B-62 RM-103E SERVICE 6/21/13 NNMC-62 1

B4PPZB -WWP CEILING TILE B-62 RM-WARRIOR CAFE SERVICE 6/21/13 NNMC-62 1

B4PPZH -WWP LIGHT OUT & VENT B-62 RM-405E SERVICE 6/22/13 NNMC-62 1

B4PPZJ -WWP SENSOR LIGHT B-62 RM-405E SERVICE 6/22/13 NNMC-62 1

B4PPZF -WWP A/C LEAKING B-62 RM-216E SERVICE 6/22/13 NNMC-62 1

B4PPZ6
-WWP REPLACE CARPET B-62 RM-LOBBY AND EAST 
ELEVATOR

SERVICE 6/21/13 NNMC-62 1

B4PPZM -WWP SHOWER HANDLE B-62 RM-B313E SERVICE 6/23/13 NNMC-62 1
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B4PXLC -WWP A/C MALFUNCTION B-62 RM-212W SERVICE 7/1/13 NNMC-62 1

B4PWTL -WWP CURTAIN ROD B-62 RM-112E SERVICE 6/28/13 NNMC-62 1

B4PWTM -WWP FAN INOP B-62 RM-216W SERVICE 6/28/13 NNMC-62 1

B4PWTP -WWP SEWAGE SMELL B-62 RM-216W SERVICE 6/28/13 NNMC-62 1

B4PWVL -WWP CEILING LEAK B-62 RM-B313 SERVICE 6/29/13 NNMC-62 1

B4PWVR -WWP COLD CALL B-62 RM-WEST SIDE SERVICE 6/30/13 NNMC-62 1

B4PWVT -WWP ACCESS PANEL B-62 RM-B313E SERVICE 6/28/13 NNMC-62 1

B4PXGR -WWP GROUND PLUG STUCK B-62 RM-B127E SERVICE 7/1/13 NNMC-62 1

B4PXL7 -WWP PATCH & PAINT B-62 RM-3046 SERVICE 7/1/13 NNMC-62 1

B4PXL9 -WWP DOOR OFF TRACK B-62 RM-204W SERVICE 7/1/13 NNMC-62 1

B4R6TG -WWP NO WATER IN WATER FOUNTAIN B-62 SERVICE 7/5/13 NNMC-62 1

B4R6TH -WWP DISHWASER B-62 RM-517E SERVICE 7/5/13 NNMC-62 1

B4R6TJ -WWP REPLACE LIGHT B-62 RM-517E SERVICE 7/8/13 NNMC-62 1

B4R9XT AH-SHOWER ARM BROKEN, EXIT SIGN MISSING-62 SERVICE 7/8/13 NNMC-62 1

B4R7ZW -WWP HOT CALL B-62 3RD FLOOR SERVICE 7/8/13 NNMC-62 1

B4R9XM AH-NO RUNNING WATER IN BLDG 62 SERVICE 7/9/13 NNMC-62 1

B4R9XS
AH-4 LIGHT BULBS OUT 5TH FLOOR WEST SIDE HALL-
NNMC-62

SERVICE 7/8/13 NNMC-62 1

B4RGBN
-WWP SENSOR LIGHT B-62 RM-B204E, 305W, 311E & 
514E

SERVICE 7/11/13 NNMC-62 1

B4RGBS -WWP SHOWER HEAD PIVOT BROKEN B-62 RM-316E SERVICE 7/11/13 NNMC-62 1

B4RGBL -WWP CLOGGED URINAL B-62 MENS ROOM SERVICE 7/11/13 NNMC-62 1

B4RGC4 -WWP DRYWALL AND SEAL B-62 RM-B113 SERVICE 7/11/13 NNMC-62 1

B4RGC7 -WWP NO HOT WATER B-62 RM-115W 117W SERVICE 7/11/13 NNMC-62 1

B4RH3R -WWP BED BROKEN B-62 RM-B102E SERVICE 7/12/13 NNMC-62 1

B4RH3S -WWP LIGHT OUT ABOVE SHOWER B-62 RM-415E SERVICE 7/12/13 NNMC-62 1

B4RH3V -WWP SENSOR LIGHT B-62 RM-112E & 306E SERVICE 7/12/13 NNMC-62 1

B4RH3W -WWP HOT WATER OUT B-62 RM-103W SERVICE 7/13/13 NNMC-62 1

B4RH3X -WWP SHOWER HEAD BROKEN B-62 RM-B213E SERVICE 7/14/13 NNMC-62 1
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B4RH3Y -WWP DOOR STOPPER STUCK IN WALL B-62 RM-318W SERVICE 7/12/13 NNMC-62 1

B4RSC3 -WWP REPAIR DOOR B-62 RM-3069 SERVICE 7/24/13 NNMC-62 1

B4RSC6 -WWP ADJUST PRESSURE B-62 RM-WARRIOR CAFE SERVICE 7/24/13 NNMC-62 1

B4RSC7 -WWP REPLACE TILES B-62 RM-WARRIOR CAFE SERVICE 7/24/13 NNMC-62 1

B4RSC4 -WWP REPAIR DOOR LATCH B-62 RM-B112E SERVICE 7/24/13 NNMC-62 1

B4RSBT -WWP SENSOR LIGHT B-62 RM-215W SERVICE 7/24/13 NNMC-62 1

B4RSC9 -WWP WASHER LEAK B-62 RM-211W SERVICE 7/24/13 NNMC-62 1

B4RSFY -WWP PATCH & PAINT B-62 RM-WEST WING ENTRANCE SERVICE 7/26/13 NNMC-62 1

B4RSG4 -WWP REPAIR DOOR B-62 RM-B305E SERVICE 7/26/13 NNMC-62 1

B4RSG6 -WWP PATCH & PAINT B-62 RM-EAST SIDE ELEVATOR SERVICE 7/26/13 NNMC-62 1

B4RSG9 -WWP WATER FOUNTAIN B-62 RM-OUTSIDE SERVICE 7/26/13 NNMC-62 1

B4RSGB -WWP DOOR LOCK B-62 RM-109W SERVICE 7/26/13 NNMC-62 1

B4RVG6 -WWP SENSOR LIGHT B-62 RM-310E SERVICE 7/30/13 NNMC-62 1

B4RVG7 -WWP PATCH & PAINT B-62 RM-310E SERVICE 7/30/13 NNMC-62 1

B4RVS4 -WWP SEWAGE SMELL B-62 WARRIOR CAFE SERVICE 7/31/13 NNMC-62 1

B4RVS7 -WWP VENT B-62 RM-B112E SERVICE 7/31/13 NNMC-62 1

B4RVSF -WWP PATCH & PAINT B-62 RM-418E SERVICE 7/31/13 NNMC-62 1

B4RVSG -WWP PATCH & PAINT B-62 RM-103W SERVICE 7/31/13 NNMC-62 1

B4RVSH
-WWP REPLACE LIGHT & BROKEN SENSOR B-62 RM-
310E

SERVICE 7/31/13 NNMC-62 1

B4RVSJ -WWP OUTLET B-62 RM-312E & 516E SERVICE 7/31/13 NNMC-62 1

B4RVSK -WWP NOISE FROM SINK B-62 RM-418E SERVICE 7/31/13 NNMC-62 1

B4RVSM -WWP LOOSE SEATS B-62 RM-B307E SERVICE 7/31/13 NNMC-62 1

B4S4L6 AH-NO LIGHT IN PATIENT BATHROOM-NNMC-62-614E SERVICE 8/5/13 NNMC-62 1

B4S9HS -WWP LIGHT OUT B-62 RM-511E SERVICE 8/8/13 NNMC-62 1

B4S9HT -WWP DISH WASHER LEAK B-62 RM-512E SERVICE 8/6/13 NNMC-62 1

B4S9HW
-WWP TOILET OVERFLOWING BATHROOM A B-62 RM-
305E

SERVICE 8/6/13 NNMC-62 1

B4S9JB -WWP LEAK B-62 RM-B101 SERVICE 8/6/13 NNMC-62 1
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B4S9JD -WWP GARBAGE DISPOSAL B-62 RM-511E SERVICE 8/6/13 NNMC-62 1

B4S9JK -WWP SEAL SHOWER B-62 RM-216W SERVICE 8/6/13 NNMC-62 1

B4S9JL -WWP MOUNT BOARD B-62 RM-3057 SERVICE 8/6/13 NNMC-62 1 LABOR

B4S9JN -WWP DRILL HOLE B-62 RM-306W SERVICE 8/6/13 NNMC-62 1

B4S9JR -WWP SENSOR LIGHT B-62 RM-215W SERVICE 8/6/13 NNMC-62 1

B4S9JT -WWP DOOR OFF TRACK B-62 RM-512W SERVICE 8/6/13 NNMC-62 1

B4S9T4 -WWP GARBAGE DISPOSAL B-62 RM-416E SERVICE 8/7/13 NNMC-62 1

B4S9T6 -WWP NO HOT WATER B-62 RM-2ND FLOOR SERVICE 8/7/13 NNMC-62 1

B4S9T7 -WWP SHOWER HEAD BROKEN B-62 RM-215W SERVICE 8/7/13 NNMC-62 1

B4S9TC -WWP POWER OUT B-62 RM-413W SERVICE 8/8/13 NNMC-62 1

B4PHT7 -WWP TOILET LEAK B-62 RM-B303E SERVICE 6/14/13 NNMC-62 1

B4PHT9 -WWP SENSOR LIGHT B-62 RM-B303E SERVICE 6/14/13 NNMC-62 1

B4PBRP -WWP SHOWER HEAD & CLOG B-62 RM-113W SERVICE 6/13/13 NNMC-62 1

B4PBRR -WWP SHOWER HEAD B-62 RM-518E SERVICE 6/13/13 NNMC-62 1

B4NPFT -WWP NO POWER B-62 RM-3040 SERVICE 6/4/13 NNMC-62 1

B4NPFV -WWP NO A/C B-62 RM-617E SERVICE 6/4/13 NNMC-62 1

B4NPFW -WWP OUTLET B-62 RM-3081 SERVICE 6/4/13 NNMC-62 1

B4NPFY -WWP GATE B-62 RM-B307 EAST SERVICE 6/4/13 NNMC-62 1

B4NPG6 -WWP NO A/C B-62 RM-B123 SERVICE 6/4/13 NNMC-62 1

B4NPG9 -WWP CARPET B-62 RM-LOBBY SERVICE 6/4/13 NNMC-62 1

B4NPGB -WWP FLOOR TILE B-62 RM-WARRIOR CAFE SERVICE 6/4/13 NNMC-62 1

B4NPGD -WWP PATCH & PAINT B-62 RM-215W SERVICE 6/4/13 NNMC-62 1

B4NPGG -WWP PATCH & PAINT B-62 RM-517E SERVICE 6/4/13 NNMC-62 1

B4NPGK -WWP LIGHTS OUT B-62 RM-2098C SERVICE 6/4/13 NNMC-62 1

B4NPGL -WWP DOOR B-62 RM-313E SERVICE 6/4/13 NNMC-62 1

B4NZGX -WWP SENSOR LIGHTS B-62 RM-403W SERVICE 6/11/13 NNMC-62 1

B4NZH4 -WWP LIGHTS B-62 RM-110E SERVICE 6/12/13 NNMC-62 1
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B4NZH7 -WWP WINDOW HANDLE BROKEN B-62 RM-505W SERVICE 6/11/13 NNMC-62 1

B4P9RH -WWP SENSOR B-62 RM-212W SERVICE 6/13/13 NNMC-62 1

B4P9RN -WWP PATCH & PAINT B-62 RM-212W SERVICE 6/12/13 NNMC-62 1

B4P9SB -WWP HOT CALL B-62 RM-B307E SERVICE 6/12/13 NNMC-62 1

B4P9SD -WWP-NO A/C B-62 RM-317W SERVICE 6/12/13 NNMC-62 1

B4PTHB -WWP PATCH N PAINT B-62 RM-216W SERVICE 6/26/13 NNMC-62 1

B4PTHF -WWP HEAD BOARD B-62 RM-515E SERVICE 6/26/13 NNMC-62 1

B4PTHH -WWP PATCH & PAINT B-62 RM-3010 SERVICE 6/26/13 NNMC-62 1

B4PRMT -WWP CLOGGED TOILET B-62 RM-114E SERVICE 6/24/13 NNMC-62 1

B4PRMV -WWP FAN COIL B-62 RM-B316 SERVICE 6/24/13 NNMC-62 1

B4PVBR -WWP SENSOR LIGHTS B-62 RM-216W SERVICE 6/28/13 NNMC-62 1

B4PVBS -WWP NEED A DOOR STOP B-62 RM-B112E SERVICE 6/27/13 NNMC-62 1

B4PVC6 -WWP SHOWER HOSE B-62 RM-313E SERVICE 6/27/13 NNMC-62 1

B4PVC7 -WWP SHOWER DRAIN B-62 RM-B112E SERVICE 6/27/13 NNMC-62 1

B4PXLF -WWP DOORS INOP B-62 RM-LEVEL B-1 SERVICE 7/1/13 NNMC-62 1

B4R6PS -WWP SHOWER HANDLE B-62 RM-505E SERVICE 7/3/13 NNMC-62 1

B4RD7R -WWP NO LIGHTS B-62 RM-513W SERVICE 7/11/13 NNMC-62 1

B4RDD6 -WWP SHOWER ARM LOOSE B-62 RM-317W SERVICE 7/10/13 NNMC-62 1

B4RDDC -WWP EXIT SIGN HUNG B-62 RM-317W SERVICE 7/10/13 NNMC-62 1

B4RDBN -WWP SENSOR LIGHT B-62 RM-411W SERVICE 7/10/13 NNMC-62 1

B4RDDD -WWP PATCH & PAINT B-62 RM-317W SERVICE 7/10/13 NNMC-62 1

B4RDDG -WWP REPAIRS B-62 RM-306W SERVICE 7/10/13 NNMC-62 1

B4RD7X -WWP NO HOT WATER B-62 RM-505W SERVICE 7/9/13 NNMC-62 1

B4RDDJ -WWP SHOWER ARMS LOOSE B-62 RM-306W SERVICE 7/10/13 NNMC-62 1

B4RDDP -WWP PATCH & PAINT B-62 RM-306W SERVICE 7/10/13 NNMC-62 1

B4RD7Z -WWP WATER FOUNTAIN SPRAYS B-62 RM-2084 SERVICE 7/9/13 NNMC-62 1

B4RD93 -WWP COLD CALL B-62 RM-2087 SERVICE 7/9/13 NNMC-62 1
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B4RDC7 -WWP NO HOT WATER B-62 RM-213W SERVICE 7/10/13 NNMC-62 1

B4RDCB -WWP NO LIGHTS B-62 RM-WARRIOR CAFE SERVICE 7/10/13 NNMC-62 1

B4RDBF -WWP NO HOT WATER B-62 RM-312W SERVICE 7/11/13 NNMC-62 1

B4RDCJ -WWP DOOR STOP BROKEN B-62 RM-315W SERVICE 7/10/13 NNMC-62 1

B4RD9R -WWP NO HOT WATER B-62 RM-218W SERVICE 7/10/13 NNMC-62 1

B4RJHH -WWP LEAK B-62 RM-307E SERVICE 7/16/13 NNMC-62 1

B4RJHK -WWP SENSOR LIGHTS B-62 RM-B301, B302, B305 SERVICE 7/16/13 NNMC-62 1

B4RJHM -WWP LIGHTS OUT B-62 RM-VARIOUS SERVICE 7/17/13 NNMC-62 1

B4RJJL -WWP LIGHTS B-62 WARRIOR CAFE SERVICE 7/17/13 NNMC-62 1

B4RJJN -WWP LIGHTS B-62 RMS 516W, 317W SERVICE 7/17/13 NNMC-62 1

B4RJJR -WWP RESEAL SHOWER B-62 RM 206 SERVICE 7/17/13 NNMC-62 1

B4RJJT -WWP REPAIR BLINDS B-62 RM 304E SERVICE 7/17/13 NNMC-62 1

B4RJJV -WWP PATCH N PAINT B-62 RM 304E SERVICE 7/17/13 NNMC-62 1

B4RJJX -WWP REPLACE LIGHT B-62 RM 203E, 418E SERVICE 7/17/13 NNMC-62 1

B4RJJY -WWP REPAIRS B-62 RM VARIOUS SERVICE 7/17/13 NNMC-62 1

B4RJK3 -WWP TILE B-62 RM B305E SERVICE 7/17/13 NNMC-62 1

B4RJK6 -WWP HOLE IN WALL  B-62 RM VARIOUS SERVICE 7/17/13 NNMC-62 1

B4RJKB -WWP NO HOT WATER B-62 RM VARIOUS SERVICE 7/17/13 NNMC-62 1

B4RJKF -WWP DOORS B-62 RM VARIOUS SERVICE 7/17/13 NNMC-62 1

B4RJKH -WWP BATHROOM REPAIRS B-62 RM 111W SERVICE 7/17/13 NNMC-62 1

B4RJKL -WWP LIGHTS B-62 RM 113W SERVICE 7/17/13 NNMC-62 1

B4RJKW -WWP OFFICE TOO WARM B-62 RM 1016 SERVICE 7/17/13 NNMC-62 1

B4RJGK -WWP DOOR KEEPS SLAMMING B-50 RM-312W SERVICE 7/16/13 NNMC-62 1

B4RJGN -WWP REPLACE SENSOR LIGHTS B-62 RM-VARIOUS SERVICE 7/16/13 NNMC-62 1

B4RJGG -WWP SENSOR LIGHT B-62 RM-312W SERVICE 7/16/13 NNMC-62 1

B4RJGM -WWP REPLACE CARPET B-62 RM-306W SERVICE 7/16/13 NNMC-62 1

B4RJGS -WWP MOUNT PLAQUE B-62 RM-CENTER TOWER SERVICE 7/16/13 NNMC-62 1
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B4RLBY -WWP HANG WHITEBOARD B-62 RM-3102 SERVICE 7/23/13 NNMC-62 1

B4RLBZ -WWP CLOSET DOOR BROKEN B-62 RM-305W SERVICE 7/19/13 NNMC-62 1

B4RLC3 -WWP CILING TILE B-62 RM-113W SERVICE 7/19/13 NNMC-62 1

B4RLC6 -WWP NO HOT WATER B-62 RM-216W & 218W SERVICE 7/20/13 NNMC-62 1

B4RLGN -WWP GARBAGE DISPOSAL B-62 RM-114E SERVICE 7/22/13 NNMC-62 1

B4RLHB -WWP REPLACE FILTER B-62 RM-218W SERVICE 7/22/13 NNMC-62 1

B4RLHC -WWP REPLACE BLINDS B-62 RM-218W SERVICE 7/22/13 NNMC-62 1

B4RLHH -WWP WATER PRESSURE B-62 RM-WARRIOR CAFE SERVICE 7/22/13 NNMC-62 1

B4RKSX -WWP HOT CAL B-62 RM-112E SERVICE 7/18/13 NNMC-62 1

B4RKSZ -WWP NO A/C B-62 RM-3069 SERVICE 7/18/13 NNMC-62 1

B4RKNC
AH-BIFOLDING DOOR IS OFF TRACK AND SENSOR LIGHTS 
ARE OUT IN BATHROOM A-B BUILDING 62 405 WEST

SERVICE 7/18/13 NNMC-62 1

B4RKPC
AH-RPPM 11E B-SIDE BATHROOM SENSOR LIGHT OUT. 
CLOSET LIGHT FIXTURE BROKEN.NNMC-62,111E

SERVICE 7/18/13 NNMC-62 1

B4RM9K -WWP SENSOR LIGHTS B-62 RM-518E SERVICE 7/23/13 NNMC-62 1

B4RM9L -WWP REPAIR DOOR B-62 RM-B307E SERVICE 7/23/13 NNMC-62 1

B4RM9M -WWP WASHER LEAK B-62 RM-512E SERVICE 7/23/13 NNMC-62 1

B4RM7V -WWP BROKEN DESK B-62 RM-FRONT DESK SERVICE 7/24/13 NNMC-62 1

B4RSSC -WWP SENSOR LIGHT B-62 RM-B111E SERVICE 7/29/13 NNMC-62 1

B4RSSD -WWP WASHER LEAK B-62 RM-B303E SERVICE 7/29/13 NNMC-62 1

B4RSSJ -WWP WASHER INOP B-62 RM-B111 SERVICE 7/29/13 NNMC-62 1

B4RSSK -WWP SHOWERHEAD INOP B-62 RM-204W SERVICE 7/29/13 NNMC-62 1

B4RSSL -WWP PATCH & PAINT B-62 RM-WEST SERVICE 7/29/13 NNMC-62 1

B4RSSM -WWP WASHER INOP B-62 RM-314E SERVICE 7/29/13 NNMC-62 1

B4RSSN -WWP STAIRWELL DOOR B-62 RM-STAIRWELL 4 SERVICE 7/29/13 NNMC-62 1

B4RSSR -WWP SHOWER CURTAIN B-62 RM-B305E SERVICE 7/29/13 NNMC-62 1

B4RSSS -WWP SINK NOZZLE B-62 RM-B202E SERVICE 7/29/13 NNMC-62 1

B4S4YD -WWP CLOGGED TOILET B-62 RM-WOMENS RESTROOM SERVICE 8/1/13 NNMC-62 1
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B4S4YF -WWP A/C B-50 RM-334 SERVICE 8/1/13 NNMC-62 1

B4S4YH -WWP PATCH & PAINT B-62 RM-B204E SERVICE 8/1/13 NNMC-62 1

B4S4YJ -WWP POWER OUT B-62 RM-2066 & 2067 SERVICE 8/1/13 NNMC-62 1

B4S4YK -WWP DOOR OFF TRACK B-62 RM-B212 SERVICE 8/1/13 NNMC-62 1

B4S67K -WWP LIGHT OUT B-62 RM-113W SERVICE 8/5/13 NNMC-62 1

B4S67L -WWP STRIPPING REPAIR B-62 RM-113W SERVICE 8/5/13 NNMC-62 1

B4S67N -WWP PATCH & PAINT B-62 RM-213W SERVICE 8/5/13 NNMC-62 1

B4SGMF -WWP LIGHT OUT B-62 RM-HALL SERVICE 8/12/13 NNMC-62 1

B4SGMG -WWP LEAKING SINK B-62 RM-WARRIOR CAFE SERVICE 8/12/13 NNMC-62 1

B4SGMJ -WWP LIGHT OUT IN ELEVATOR B-62 RM-ELEVATOR SERVICE 8/12/13 NNMC-62 1

B4SGKB -WWP SINK FAUCET LOOSE B-62 RM-112E SERVICE 8/12/13 NNMC-62 1

B4SGMM -WWP FOUL ODOR B-62 RM-3101 SERVICE 8/12/13 NNMC-62 1

B4SGMN -WWP REPLACE OVEN LIGHT B-62 RM-506E SERVICE 8/12/13 NNMC-62 1

B4SGMS -WWP SHOWER SEAL LOOSE B-62 RM-504W SERVICE 8/12/13 NNMC-62 1

B4SGMT -WWP PATCH & PAINT B-62 RM-MULTIPLE SERVICE 8/12/13 NNMC-62 1

B4SGMW -WWP SHOWER CHAIR LOOSE B-62 RM-418W SERVICE 8/12/13 NNMC-62 1

B4SGBN -WWP POWER OUT B-62 RM-413W SERVICE 8/8/13 NNMC-62 1

B4SGBT -WWP MOVE WASHER B-62 RM-418W SERVICE 8/9/13 NNMC-62 1

B4SFTR
-WWP REPAIR CLOSET DOOR AND REPLACE CARPET B-
62 RM-306W

SERVICE 8/12/13 NNMC-62 1 STRUCTURAL

B4SNYX
WWP-LIGHT OUT BETWEEN EXIT AND EMERGENCY BOX 
ON B LEVEL, NNMC-62

SERVICE 8/20/13 NNMC-62 1

B4SNYZ
WWP-B SIDE BEDROOM DOOR HAS A STRIP SCREW IN 
DOOR AND NEEDS TO BE TAKEN OUT,  NNMC-62

SERVICE 8/20/13 NNMC-62 1

B4SNZ7

WWP-TILES NEEDS TO BE REPLACED ( BACK LAUNDRY 
ROOMNNMC-62    WWP-ROUTINE TILES NEEDS TO BE 
REPLACED ( BACK LAUNDRY ROOM  INPRG 8/  STRC, 
 NNMC-62

SERVICE 8/20/13 NNMC-62 1

B4SNZD
WWP-TOO HOT OVER 80 DEGREES-NNMC-62    WWP-
ROUTINE TILES NEEDS TO BE REPLACED ( BACK 
LAUNDRY ROOM  INPRG 8/  STRC,  NNMC-62

SERVICE 8/20/13 NNMC-62 1

B4SNZV WWP-NO A/C TOO HOT, NNMC-62 SERVICE 8/21/13 NNMC-62 1

B4SP4P
WWP-SHOWER HEAD AND SHOWER HOES CORD NEEDS 
TO BE REPLACED,NNMC-62,RM B113E

SERVICE 8/21/13 NNMC-62 1
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B4SP4V
WWP-TOO HOT IN WARRIOR CAFE, NNMC-62- 
WARRIOR CAFE

SERVICE 8/21/13 NNMC-62 1

B4SP4X
WWP-BI FOLD DOOR NEEDS TO BE MORE SECURED, 
NNMC-62-

SERVICE 8/21/13 NNMC-62 1

B4SP4Z
WWP-TOO HOT IN RM 2030 SEE POC LOCATION, NNMC-
62-

SERVICE 8/21/13 NNMC-62 1

B4SVT9 -WWP LOOSE TILE B-62 RM-412W SERVICE 8/26/13 NNMC-62 1

B4SVT6
-WWP SHOWER HEAD LOOSE B-62 RM-618E 
BATHROOM A

SERVICE 8/29/13 NNMC-62 1

B4SXSS
WWP-IN CONFERENCE #2 THERE IS A METAL PIECE 
STICKING UP OUTTA THE FLOOR AND IS A TRIP HAZARD.- 
B-62, CONFERENCE #2

SERVICE 8/30/13 NNMC-62 1

B4SXSY
WWP-BI FOLD DOORS NEEDS TO BE RE ATTACHED TO 
FRAME, NNMC-62-RM 204W

SERVICE 8/23/13 NNMC-62 1

B4SXT4
WWP-PAPER TOWEL DISPENSER NEEDS TO BE RE 
MOUNTED, NNMC-62,RM 112E

SERVICE 8/23/13 NNMC-62 1

B4SXT9
WWP-A/C WONT TURN OFF, TOO COLD IN THE ROOM-
62,RM 112E

SERVICE 8/25/13 NNMC-62 1

B4SXRR WWP- LEAK, BLDG 62, RM B120 SERVICE 8/30/13 NNMC-62 1 PLUMBING

B4SXT6 WWP- REPLACE CURTAIN ROD CAP, BLDG 62, RM 516E SERVICE 8/30/13 NNMC-62 1 REPAIR

B4SXTF
WWP - GATE BEHIND AUSTIN PLAYROOM DOES NOT 
CLOSE - NEEDS TO BE REPAIRED - NNMC-62, RM B307E

SERVICE 8/30/13 NNMC-62 1 REPAIR

B4TVTC -WWP SINK CLOGGED B-62 RM-513E SERVICE 9/6/13 NNMC-62 1

B4TVTZ -WWP HOT CALL B-62 RM-511W SERVICE 9/8/13 NNMC-62 1

B4TVTW -WWP PATCH AND PAINT B-62 RM-211W SERVICE 9/6/13 NNMC-62 1 FCA_PAINT

B4TXXH -WWP PATCH & PAINT B-62 RM-B203E SERVICE 9/10/13 NNMC-62 1 FCA_PAINT

B4TXXK -WWP REPAIR SIGNS B-62 RM-WEST WING SERVICE 9/10/13 NNMC-62 1 STRUCTURAL

B4TZ9X -WWP CLOGGED TOILET B-62 RM-206E SERVICE 9/11/13 NNMC-62 1

B4V9V7 -WWP LIGHT OUT B-62 RM-513E SERVICE 9/13/13 NNMC-62 1

B4V9VB -WWP REPLACE AERATOR B-62 RM-513E SERVICE 9/13/13 NNMC-62 1

B4V9VC -WWP REPAIR WINDOW B-62 RM-513E SERVICE 9/13/13 NNMC-62 1

B4V9VF -WWP REPLACE TILES B-62 RM-VARIOUS SERVICE 9/13/13 NNMC-62 1

B4V9VG -WWP WATER NOT DRAINING B-62 RM-214E SERVICE 9/15/13 NNMC-62 1

B4V9VL -WWP SENSOR LIGHT B-62 RM-B203E SERVICE 9/16/13 NNMC-62 1

B4V9VM -WWP PATCH & PAINT B-62 RM-213E & 104E SERVICE 9/16/13 NNMC-62 1
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B4VJ66
WWP-LIGHT NEEDS TO BE CHANGED ABOVE COMPUTER 
SEE POC NICOLE FOR LOCATION-NNMC-62

SERVICE 9/26/13 NNMC-62 1

B4VJ67
WWP-"LIGHTS NEEDS TO BE REPLACED BLDG 62, RM 
605E-NNMC-62

SERVICE 9/26/13 NNMC-62 1

B4VJ69
WWP-"LIGHTS NEEDS TO BE REPLACED BLDG 62, RM 
605E-NNMC-62

SERVICE 9/30/13 NNMC-62 1

B4VJ6C
WWP-RESET BREAKER - POWER BLOWN BLDG 62, RMS 
2026,2027

SERVICE 9/26/13 NNMC-62 1

B4PHTB -WWP CURTAIN ROD B-62 RM-B303E SERVICE 6/14/13 NNMC-62 1

B4PHTF -WWP LIGHTS OUT B-62 RM-213W SERVICE 6/14/13 NNMC-62 1

B4PHTJ -WWP ARM PIVOT B-62 RM-313E SERVICE 6/14/13 NNMC-62 1

B4PBPT -WWP SINK LEAK B-62 RM-617E SERVICE 6/13/13 NNMC-62 1

B4PBRC -WWP LIGHT OUT B-62 RM-113W SERVICE 6/13/13 NNMC-62 1

B2PNTK
WHOLE B SIDE WALL OF LIVINGROOM NEEDS TO BE 
REPAINTED SEE POC

SERVICE 1/11/13 NNMC-62 1

B2PS62 LEAK IN THE WASHER, RM 111 E-WWP SERVICE 1/15/13 NNMC-62 1

B2PS6G NO HOT WATER, RM 512W-WWP SERVICE 1/15/13 NNMC-62 1

B2PS6M MOVE ELECTRICAL OUTLET BEHIND TV-WWP SERVICE 1/15/13 NNMC-62 1

B2PS72 ROOM A  CLOSET NEEDS A PATCH AND PAINT-WWP SERVICE 1/15/13 NNMC-62 1

B2PS7G
MENS ROOM OUT OF ORDER, SEE POC FOR DETAILS-
WWP

SERVICE 1/15/13 NNMC-62 1

B2PS7K
EAST WING HALLWAY IN THE BASEMENT, RELAMP-
WWP

SERVICE 1/15/13 NNMC-62 1

B2TH4B PATCH N PAINT,  LIGHTS B-62 SERVICE 2/22/13 NNMC-62 1 REPAIR

B2TJSC RELAMP B-62 RM-B109, B112 -WWP SERVICE 2/25/13 NNMC-62 1

B2TJSG LIGHT OUT B-62 RM-613E -WWP SERVICE 2/25/13 NNMC-62 1

B2TJSH OUTLET OUT B-62 RM-HALLWAYS -WWP SERVICE 2/25/13 NNMC-62 1

B2TJSK LIGHT OUT STAIRWELL B-62 RM-HALLWAYS -WWP SERVICE 2/25/13 NNMC-62 1

B2TJSM PATCH AND PAINT BEHIND CHAIR B-62 RM-313W -WWP SERVICE 2/25/13 NNMC-62 1

B2TJSN SHOWER HEAD IS LOOSE B-62 RM-113W -WWP SERVICE 2/25/13 NNMC-62 1

B2W5M
M

Locks- Patient Admin/Med Boards SERVICE 3/28/13 NNMC-62 4 LOCKS

B2WTY8
-WWP SODA FOUNTAIN OVERFLOW B-62 RM-WARRIOR 
CAFE

SERVICE 4/8/13 NNMC-62 1

B2XSPD -WWP LIGHT B-62 RM-316E SERVICE 4/11/13 NNMC-62 1
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B2XSPF -WWP HOT CALL B-62 RM-506W SERVICE 4/15/13 NNMC-62 1

B2XSS3 -WWP HOOD B-62 RM-205 SERVICE 4/12/13 NNMC-62 1

B2XSSF -WWP LEAK B-62 RM-311W SERVICE 4/12/13 NNMC-62 1

B2XSV3 -WWP DOOR LOCK B-62 RM-211E SERVICE 4/15/13 NNMC-62 1

B2XSV8 -WWP DOOR OFF HINGE B-62 RM-311W SERVICE 4/12/13 NNMC-62 1

B2XSVF -WWP DOOR FRAME BENT  B-62 RM- SERVICE 4/12/13 NNMC-62 1

B2XSVS -WWP SHOWER TOO HOT B-62 RM-506W SERVICE 4/12/13 NNMC-62 1

B2XTBH -WWP HOT CALL B-62 RM-2005 SERVICE 4/16/13 NNMC-62 1

B2XTBM -WWP LIGHTS B-62 RM-2004 SERVICE 4/15/13 NNMC-62 1

B2XTBP -WWP ELECTRICIAN NEEDED B-62 RM-ELEVATOR LOBBY SERVICE 4/15/13 NNMC-62 1

B2XTC7 -WWP MOLD SMELL B-62 RM-413E SERVICE 4/16/13 NNMC-62 1

B2XVRC WWP-BATHROOM LIGHT OUT B-62 RM-317B EAST SERVICE 4/16/13 NNMC-62 1

B2XVPT -WWP DOOR NOT CLOSING B-62 RM-105E SERVICE 4/16/13 NNMC-62 1

B2XWRS AH-SENSOR LIGHTS, NNMC-63, RM-313 SERVICE 4/17/13 NNMC-62 1 ELECTRICAL

B2XW2W
AH-PATCH AND PAINT NEAR ELEVATOR SEE CORWIN 
FOR EXACT WALL-NNMC62-LEVEL B-1

SERVICE 4/12/13 NNMC-62 1 FCA_PAINT

B2XW3P AH-THE FAUCET IN THE KITCHEN IS LEAKING-RM 214E SERVICE 4/16/13 NNMC-62 1 PLUMBING

B2XW3W AH-STOVE LIGHT OUT-NNMC-62-RM 513 WEST SERVICE 4/16/13 NNMC-62 1 ELECTRICAL

B2XW62
AH-SCREEN NEEDS TO BE PUT IN WINDOW - THE 
SCREEN IS ALREADY IN THE ROOM-NNMC-62-RM 211E

SERVICE 4/12/13 NNMC-62 1 LABOR

B2XWF6
AH-GARBAGE DISPOSAL IS NOT WORKING - CUSTOMER 
WANTS TO BE PRESENT WHEN TECH COMES.-NNMC-62-
RM 618E

SERVICE 4/16/13 NNMC-62 1 PLUMBING

B2XWZ7 GENERATOR B-62 BACK SERVICE 4/19/13 NNMC-62 1 REPAIR

B2XX6S -AH PATCH N PAINT B-62 RM=3069 SERVICE 4/19/13 NNMC-62 1

B2XX56 -AH HOT AIR B-62 RM-1ST FLOOR SERVICE 4/18/13 NNMC-62 1

B2XXVY -WWP LEAK B-62 RM-3043 SERVICE 4/18/13 NNMC-62 1

B2XYMY -WWP LEAK B-62 RM-204E SERVICE 4/22/13 NNMC-62 1

B2XYK8 -AH DRAIN COVERS B-62 RM-WARRIOR CAFE SERVICE 4/19/13 NNMC-62 1

B2XZ36 -WWP LEAK B-62 RM-204E SERVICE 4/22/13 NNMC-62 1
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B2XZ3D -WWP LIGHT B-62 RM-404W SERVICE 4/22/13 NNMC-62 1

B2XZ3H -WWP NO POWER B-62 RM-3061 & 3047 SERVICE 4/22/13 NNMC-62 1

B2XZ3J -WWP LEAK B-62 RM-512E SERVICE 4/22/13 NNMC-62 1

B2XZCN -WWP TILES B-62 RM-ELEVATOR C-101 SERVICE 4/23/13 NNMC-62 1

B2XZCG -AH SCREENS MISSING B-62 RM-VARIOUS SERVICE 4/23/13 NNMC-62 1

B2XZBR -AH PATCH N PAINT B-62 RM-414W SERVICE 4/23/13 NNMC-62 1

B2XZCF -AH BROKEN SHOWER HEAD B-62 RM-415W & 306W SERVICE 4/23/13 NNMC-62 1

B2XZCM -WWP STOPPER B-62 RM-414W SERVICE 4/23/13 NNMC-62 1

B2XZCK -WWP SENSOR LIGHT B-62 RM-111E SERVICE 4/23/13 NNMC-62 1

B2XZCJ -AH LIGHT B-62 RM-306W SERVICE 4/23/13 NNMC-62 1 ELECTRICAL

B2XZVR -WWP SHOWER HEAD B-62 RM-415W, 306W SERVICE 4/23/13 NNMC-62 1

B2XZXP -WWP NO POWER B-62 RM-3082 SERVICE 4/24/13 NNMC-62 1

B2Y7ZF AH-TOILET IS NOT FLUSHING-NNMC-62-RM 503W SERVICE 4/30/13 NNMC-62 1 PLUMBING

B2Y6G7 AH-SCREEN IN BEDROOM B IS COMING OFF- NNMC-62 SERVICE 4/30/13 NNMC-62 1 REPAIR

B2Y5LG -WWP SENSOR LIGHT B-62 RM-B304E SERVICE 4/29/13 NNMC-62 1

B2Y5LJ -WWP PUSH ROD B-62 RM-B304E SERVICE 4/29/13 NNMC-62 1

B2Y5LK -WWP ALARM B-62 RM-N/A SERVICE 4/29/13 NNMC-62 1

B2Y5MN
AH-ALL AROUND PATCH AND PAINT IN B-62 FOR THE 
FOLLOWING AREAS B210, B212 AND B2 ELEVATOR AREA- 
B-62

SERVICE 4/25/13 NNMC-62 1 FCA_PAINT

B2Y4PC -WWP WINDOW B-62 RM-317E SERVICE 4/28/13 NNMC-62 1

B2Y4N9 -WWP CEILING LEAK. B-62 RM-B202E SERVICE 4/28/13 NNMC-62 1

B2Y4ND -WWP SEAL. B-62 RM-304 SERVICE 4/28/13 NNMC-62 1

B2Y84C
AH-TOILET SEAT IS BROKEN IN WOMENS RESTROOM-
NNMC-62

SERVICE 5/1/13 NNMC-62 1 PLUMBING

B2Y949 -AH SHOWER HANDLE B-62 RM-B213 SERVICE 5/1/13 NNMC-62 1

B2Y97J -AH WINDOW B-62 RM-615E SERVICE 5/2/13 NNMC-62 1

B2YDCJ -AH REPAIR WALL B-62 RM-B127 SERVICE 5/6/13 NNMC-62 1

B2YDCL -AH LIGHT OUT B-62 RM-106E SERVICE 5/6/13 NNMC-62 1
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B2YCV8 -WWP WASHER LEAK B-62 RM-615E SERVICE 5/1/13 NNMC-62 1

B2YCVB -WWP DOOR B-62 RM-B307E SERVICE 5/1/13 NNMC-62 1

B2YCVF -WWP A/C NOISE B-62 RM-218 SERVICE 5/1/13 NNMC-62 1

B2YB7B -AH CARPET B-62 B-103 SERVICE 5/3/13 NNMC-62 1

B2YB7K -AH SENSOR LIGHT B-62 B-303 SERVICE 5/3/13 NNMC-62 1 ELECTRICAL

B2YR28
AH-WARRIOR CAFE VENTILATION HOOD IN KITCHEN 
KEEPS CUTTING OFF - DRAIN PIPE IS ALSO BROKEN-
NNMC-62

SERVICE 5/6/13 NNMC-62 1 HVAC

B2YRDG -AH LIGHT REPLACE B-62 RM-406E & 418E SERVICE 5/7/13 NNMC-62 1 ELECTRICAL

B2YR59 -WWP NO POWER B-62 RM-2037 SERVICE 5/8/13 NNMC-62 1

B2YYSJ -AH SLOW DRAIN B-62 RM-112E SERVICE 5/9/13 NNMC-62 1 PLUMBING

B2YYSL -AH LIGHT SENSOR B-62 RM-603E SERVICE 5/8/13 NNMC-62 1

B2YYSP -AH STOVE LIGHT B-62 RM-204E SERVICE 5/8/13 NNMC-62 1

B2YYSV -AH BLINDS B-62 RM-204E SERVICE 5/8/13 NNMC-62 1

B2YYSX -AH VENT CLEAN B-62 RM-204E SERVICE 5/8/13 NNMC-62 1

B2Z35C -WWP LOCK BROKEN B-62 RM-3014 SERVICE 5/9/13 NNMC-62 1

B2YYV5 -AH SKYLIGHT B-62 RM-WOUNDED WARRIOR CAFE SERVICE 5/8/13 NNMC-62 1

B2Z3BT -WWP CHANGE RESISTANCE ON DOOR. B-62 RM-B103 SERVICE 5/8/13 NNMC-62 1

B2Z3FY
-WWP GARBAGE DISPOSAL. B-62 RM-WOUNDED 
WARRIOR

SERVICE 5/8/13 NNMC-62 1

B2YR55 -WWP CIRCUIT POPPED B-62 RM-2037 SERVICE 5/3/13 NNMC-62 1

B2YR5M -WWP NO HOT WATER B-62 RM-318W SERVICE 5/6/13 NNMC-62 1

B2ZBNC
Repair door lock to roof at the east side north stair 
tower- Building 62 ¿ North Stair Tower, East Wing

SERVICE 5/10/13 NNMC-62 1 LOCKS

B2ZD8M -WWP TABLE B-62 RM-203W SERVICE 5/13/13 NNMC-62 1

B2ZD8R -WWP LOOSE SINK B-62 RM-604E SERVICE 5/13/13 NNMC-62 1

B2ZD89 -WWP SINK B-62 RM-414W SERVICE 5/14/13 NNMC-62 1

B2ZD8F -WWP LIGHT OUT B-62 RM-604E SERVICE 5/13/13 NNMC-62 1

B2ZCNT -WWP SHOWER STRIP SEAL BROKEN B-62 RM-217E SERVICE 5/11/13 NNMC-62 1

B2ZCNV -WWP SENSOR B-62 RM-617E SERVICE 5/11/13 NNMC-62 1
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B2ZCNW -WWP SHOWER HEAD LEAK B-62 RM-205E SERVICE 5/11/13 NNMC-62 1

B2ZCPP -WWP LIGHT OUT B-62 RM-N/A SERVICE 5/10/13 NNMC-62 1

B2ZCPR -WWP DOOR STOP B-62 RM-114W SERVICE 5/10/13 NNMC-62 1

B2ZCNZ -WWP RELAMP B-62 RM-HALLWAYS SERVICE 5/10/13 NNMC-62 1

B2ZCP2 -WWP REPAINT B-62 RM-413E SERVICE 5/10/13 NNMC-62 1

B2ZCP3 -WWP REPAINT B-62 RM-114W SERVICE 5/10/13 NNMC-62 1

B2ZCP4 -WWP DOOR LOCK B-62 RM-2042 SERVICE 5/10/13 NNMC-62 1

B2ZCP5 -WWP LIGHT OUT B-62 RM-617E & 118E SERVICE 5/10/13 NNMC-62 1

B2ZCP7 -WWP PATCH & PAINT B-62 RM-118E SERVICE 5/10/13 NNMC-62 1

B2ZCP9 -WWP HANG LIGHTS B-62 RM-312W SERVICE 5/10/13 NNMC-62 1

B2ZCPF -WWP PATCH & PAINT B-62 RM-203W SERVICE 5/10/13 NNMC-62 1

B2ZCPJ -WWP LIGHT OUT B-62 RM-203W SERVICE 5/10/13 NNMC-62 1

B2ZCRL -WWP NO WATER FLOW B-62 RM-413E SERVICE 5/10/13 NNMC-62 1

B2ZCRM -WWP SHOWER LEAK B-62 RM-104E B SERVICE 5/10/13 NNMC-62 1

B2ZCRP -WWP LIGHT OUT B-62 RM-SEE POC SERVICE 5/10/13 NNMC-62 1

B2ZCRS -WWP CEILING LEAK B-62 RM-B204 SERVICE 5/11/13 NNMC-62 1

B326DB -WWP CLOGGED SINK B-62 RM-514W SERVICE 5/14/13 NNMC-62 1

B326DD -WWP DOOR B-62 RM-2003 SERVICE 5/14/13 NNMC-62 1

B2ZCRY -WWP GRINDER ALARM B-62 RM-FRONT DESK SERVICE 5/12/13 NNMC-62 1

B2ZCRZ -WWP GAS SMELL B-62 RM-N/A SERVICE 5/12/13 NNMC-62 1

B326MH AH-ALARMS SOUNDING NO POWER-NNMC-62 SERVICE 5/14/13 NNMC-62 1 ELECTRICAL

B2ZCL5
AH-LIGHT OUT IN MEDICAL BROAD RM FONT DESK ASK 
FOR POC SHE WILL TAKE YOU TO THE LOCATION-NNMC-
62-MEDICAL BROAD

SERVICE 5/9/13 NNMC-62 1 ELECTRICAL

B2ZCMF
AH-DOOR (STALL ) IN MENS RESTROOM IN LOBBY THE 
DOOR HINGES-NNMC-62-LOBBY

SERVICE 5/9/13 NNMC-62 1 REPAIR

B327J7 -WWP REPAIRS B-62 RM-104E SERVICE 5/16/13 NNMC-62 1

B327J4 -WWP SENSOR LIGHTS OUT B-62 RM-B113 & RM 117 W SERVICE 5/17/13 NNMC-62 1

B326VS
-WWP PATCH AND PAINT ENTIRE ROOM INCLUDING 
BATHROOM B-62 RM-104W & 204W

SERVICE 5/16/13 NNMC-62 1
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B326VZ -WWP WATER LEAK B-62 RM-515W SERVICE 5/16/13 NNMC-62 1

B326W7 -WWP TILES B-62 RM-CAFE ELEVATOR SERVICE 5/16/13 NNMC-62 1

B4MRPG -WWP LIGHTS OUT B-62 RM-117E SERVICE 5/17/13 NNMC-62 1

B4MRPK -WWP URINAL B-62 RM-1008 MENS RM SERVICE 5/17/13 NNMC-62 1

B4MRPS -WWP SHOWER HEAD B-62 RM-B213 SERVICE 5/19/13 NNMC-62 1

B4MRPM -WWP SENSOR LIGHT B-62 RM-217W SERVICE 5/19/13 NNMC-62 1

B4MRPT -WWP LIGHTS OUT B-62 RM-B110 SERVICE 5/19/13 NNMC-62 1

B4MSZR
AH-INVESTIGATE ACCESS OPENING IN PATIENTS WALK 
IN CLOSET. POSSIBLE VENT IS MISSING-NNMC-62

SERVICE 5/17/13 NNMC-62 1 REPAIR

B4MSDP -WWP VENT MISSING B-62 RM-B202 SERVICE 5/18/13 NNMC-62 1

B4MSDR -WWP CLOGGED TOILET B-62 RM-MENS ROOM SERVICE 5/20/13 NNMC-62 1

B4MVB9 -WWP SENSOR LIGHT B-62 RM-104W SERVICE 5/22/13 NNMC-62 1

B4MVBB -WWP A/C INOP B-62 RM-118E SERVICE 5/20/13 NNMC-62 1

B4MVBC -WWP REPLACE FILTER B-62 RM-204E SERVICE 5/20/13 NNMC-62 1

B4MXDZ -WWP TUBS B-62 RM-315E SERVICE 5/21/13 NNMC-62 1

B4MXF3 -WWP LIGHT B-62 RM-315E SERVICE 5/21/13 NNMC-62 1

B4MXF6 -WWP LIGHT B-62 RM-616E SERVICE 5/21/13 NNMC-62 1

B4MXF9 -WWP DOOR STOP B-62 RM-WARRIOR CAFE SERVICE 5/21/13 NNMC-62 1

B4MXFC -WWP LIGHT SENSORS B-62 RM-118W SERVICE 5/21/13 NNMC-62 1

B4MXFJ -WWP LIGHTS OUT B-62 RM-B1 EAST SERVICE 5/22/13 NNMC-62 1

B4NB3J -WWP REPAIR B-62 RM-104W SERVICE 5/24/13 NNMC-62 1

B4NB4K -WWP GARBAGE DISPOSAL B-62 RM-EB110 SERVICE 5/28/13 NNMC-62 1

B4NB4M -WWP LIGHT OUT B-62 RM-205E SERVICE 5/28/13 NNMC-62 1

B4NB3K -WWP LIGHT B-62 RM-416E SERVICE 5/24/13 NNMC-62 1

B4NB3L -WWP LIGHT B-62 RM-618E SERVICE 5/24/13 NNMC-62 1

B4NB4N -WWP WATER PRESSURE B-62 RM-304W SERVICE 5/28/13 NNMC-62 1

B4NB4C -WWP CEILING TILES B-62 RM-LOBBY SERVICE 5/23/13 NNMC-62 1
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B4NB4D -WWP TOILET LEAK B-62 RM-303E SERVICE 5/26/13 NNMC-62 1

B4NB4F -WWP REPAIRS B-62 RM-B110 SERVICE 5/27/13 NNMC-62 1

B4NWJK -WWP WINDOW B-62 RM-B313E SERVICE 6/6/13 NNMC-62 1

B4NWJS -WWP LIGHTS B-62 RM-514E SERVICE 6/6/13 NNMC-62 1

B4NWJT -WWP DOORS B-62 RM-EAST SERVICE 6/6/13 NNMC-62 1

B4NWJW -WWP MOUNT BOARD B-62 RM-N/A SERVICE 6/6/13 NNMC-62 1

B4NWJY -WWP SENSOR LIGHTS B-62 RM-614E SERVICE 6/6/13 NNMC-62 1

B4NWKD -WWP LIGHT OUT B-62 RM-414W SERVICE 6/7/13 NNMC-62 1

B4NWKH -WWP WASHER NOT DRAINING B-62 RM-B110 SERVICE 6/9/13 NNMC-62 1

B4NX9L -WWP SALAD BAR DOOR B-62 SERVICE 6/11/13 NNMC-62 1

B4NX9M -WWP LIGHT B-62 RM-513W SERVICE 6/10/13 NNMC-62 1

B4NXB9 -WWP LIGHTS OUT B-62 RM-EAST SIDE SERVICE 6/10/13 NNMC-62 1

B4NXBB -WWP URINAL OUT B-62 RM-LOBBY SERVICE 6/10/13 NNMC-62 1

B4NXBD -WWP- NO A/C IN ROOM B-62 RM-514W SERVICE 6/11/13 NNMC-62 1

B4NWHS -WWP FAUCET LEAK B-62 RM-2001 SERVICE 6/5/13 NNMC-62 1

B4NWHV -WWP CEILING LEAK B-62 RM-B1006 SERVICE 6/5/13 NNMC-62 1

B4NWHX -WWP BREAKER B-62 RM-3081 SERVICE 6/5/13 NNMC-62 1

B4NWJB -WWP LIGHTS OUT B-62 RM-WARRIOR CAFE SERVICE 6/5/13 NNMC-62 1

B4PHTG -WWP SHOWER HEAD B-62 RM-212W SERVICE 6/14/13 NNMC-62 1

B4PHVZ -WWP LEAK B-62 RM-B305E SERVICE 6/17/13 NNMC-62 1

B4PHW3 -WWP BALLAST B-62 RM-2098C SERVICE 6/17/13 NNMC-62 1

B4NKWT
REPAIR /REPLACE CARPET IN ELEVATOR, B-62, WEST 
ELEVATORS

SERVICE 6/4/13 NNMC-62 1 REPAIR

B4NL7W -WWP NO A/C B-62 RM-3070 SERVICE 5/31/13 NNMC-62 1

B4NL7Y -WWP LEAK B-62 RM-B112 SERVICE 6/1/13 NNMC-62 1

B4NL93 -WWP SENSOR B-62 RM-512W SERVICE 6/2/13 NNMC-62 1

B4W7DR WWP-CEILING LEAK B-62 RM-3030 URGENT 10/7/13 NNMC-62 1 STRUCTURAL

B4W7F3 WWP- LEAK B-62 TOP FLOOR URGENT 10/7/13 NNMC-62 1 STRUCTURAL
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B4VJYT WWP- CEILING LEAK B-62 RM-B119E URGENT 10/1/13 NNMC-62 1 STRUCTURAL

B4VDDC -WWP FLOOR DRAIN CLOGGED B-62 RM-1007 LOBBY URGENT 9/20/13 NNMC-62 1 PLUMBING

B4WPPK WWP-CLOGGED SINKS B-62 RM-615E URGENT 10/15/13 NNMC-62 1 PLUMBING

B4WPSD WWP-FAUCET LEAKING B-62 RM-CAFE URGENT 10/17/13 NNMC-62 1 PLUMBING

B4VJRF WWP- SHOWER SEAL BROKEN B-62 RM-512W URGENT 9/30/13 NNMC-62 1 PLUMBING

B4WC9R WWP- TOILET INOP B-62 RM-RM B104 URGENT 10/8/13 NNMC-62 1 PLUMBING

B4WPSM WWP-REHANG EMERGENCY SIGN B-62 RM-305E URGENT 10/17/13 NNMC-62 1 ELECTRICAL

B4W6HY WWP-NO POWER B-62 FRONT DESK URGENT 10/7/13 NNMC-62 1 ELECTRICAL

B4Z3JN AH- POWER OUTAGE B-62 RM-MAIN LOBBY URGENT 12/11/13 NNMC-62 1 ELECTRICAL

B4VJYS WWP- POWER OUTAGE B-62 RM-3108 URGENT 10/1/13 NNMC-62 1 ELECTRICAL

B4VN9C WWP- NO COLD WATER B-62 RM-203E URGENT 10/2/13 NNMC-62 1 PLUMBING

B4VJRG WWP- HOT CALL B-62 RM-512W URGENT 9/30/13 NNMC-62 1 HVAC

B4WTTW WWP - COLD CALL B-62 RM-3029 URGENT 10/25/13 NNMC-62 1 HVAC

B4YT7Z WWP - THERMOSTAT INOP B-62 RM-104W URGENT 11/30/13 NNMC-62 1 HVAC

B4YMYK WWP- TOO HOT - BLDG 62 - RM B307E URGENT 12/4/13 NNMC-62 1 HVAC

B4VJR7 WWP- HOOD SYSTEM INOP B-62 RM- WARRIOR CAFE URGENT 9/30/13 NNMC-62 1 HVAC

B4SLM9 WWP-TOO HOT. NO A/C-NNMC-62, 514W URGENT 8/15/13 NNMC-62 1

B4SLMG
WWP-CLOGGED TOILET IN ROOM B, NNMC-62, RM-
113W

URGENT 8/15/13 NNMC-62 1

B4VNVF WWP-TOILET LEAKING B-62 RM-1008 URGENT 10/3/13 NNMC-62 1

B4WPJ9 WWP-POWER OUT B-62 URGENT 10/11/13 NNMC-62 1

B4WPW3 WWP-TOILET LEAKING B-62 RM-B104 EAST URGENT 10/19/13 NNMC-62 1

B4WPXV WWP-EMERGENCY LIGHTS INOP B-50 RM-102 & 335 URGENT 10/22/13 NNMC-62 1

B4WPYG WWP-LEAKING FAUCET B-62 RM-1025 URGENT 10/23/13 NNMC-62 1

B4X7Y4
AH-NO HEAT IN ROOM. AREA IS COLD, NNMC-62, 313-
EAST

URGENT 11/5/13 NNMC-62 1

B4YZ7L WWP - NO HOT WATER IN RM 618E - BLDG 62 URGENT 12/5/13 NNMC-62 1

B4YYDF WWP- EXTEND PIPE - BLDG 62, RM 201 URGENT 12/6/13 NNMC-62 1

B4Z49Y WWP- OUTLETS B-62 RM-3053 URGENT 12/12/13 NNMC-62 1
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B4Z49Z WWP- HOT CALL B-62 RM-2005 URGENT 12/12/13 NNMC-62 1

B4Z4B4 WWP- TOILET INOP B-62 RM-B303 URGENT 12/11/13 NNMC-62 1

B4Z4CJ WWP- WATER LEAK B-62 RM-211E URGENT 12/15/13 NNMC-62 1

B4Z3TD WWP- NO HEAT B-62 RM-LOADING DOCK URGENT 12/12/13 NNMC-62 1

B4Z3TR WWP- HOT CALL B-62 RM-2005 URGENT 12/12/13 NNMC-62 1

B4Z3F9 WWP- LOSS OF POWER B-62 RM-MAIN LOBBY URGENT 12/13/13 NNMC-62 1

B4SMTR
WWP-THE SINK IS HANGING OFF THE WALL, NNMC-
62,RM 411W

URGENT 8/16/13 NNMC-62 1

B4WTTZ WWP - DIRTY WATER LINE B-62 RM-503E URGENT 10/25/13 NNMC-62 1

B4WTV9 WWP -DISH WASHER BROKEN B-62 RM-WARRIOR CAFE URGENT 10/28/13 NNMC-62 1

B4YBJY WWP- CLOGGED TOILET B-62 RM-612E URGENT 11/22/13 NNMC-62 1

B4YBKW WWP- ROOF LEAK B-62 RM-318W URGENT 11/22/13 NNMC-62 1

B4YBPB WWP-HOT ROOM B-62 RM-B307E URGENT 11/26/13 NNMC-62 1

B4YBPG WWP-COLD CALL B-62 RM-3029 URGENT 11/26/13 NNMC-62 1

B4YBPJ WWP- PUMP ALARM B-62 RM-LOBBY URGENT 11/26/13 NNMC-62 1

B4YTBR WWP- HOT CALL B-62 RM-2005 URGENT 12/2/13 NNMC-62 1

B4YTLT WWP - NO HOT WATER B-62 RM-B305 & B311E URGENT 12/4/13 NNMC-62 1

B4YMFV WWP- REHANG FIRE EVAC SIGN B-62 RM-216W URGENT 11/27/13 NNMC-62 1 STRUCTURAL
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B4RV3V DOOR NOT CLOSING PROPERLY, B-16, RM-015 SERVICE 7/31/13 NNMC-16 1 STRUCTURAL
B2RYTG PANIC BAR B-16 CENTER EXTERIOR DOOR SERVICE 1/29/13 NNMC-16 1 STRUCTURAL
B2TJW3 DOOR INOP B-16 TOP OF STAIRWELL SERVICE 2/26/13 NNMC-16 1 STRUCTURAL
B326P5 Repair Double Door at Building 16 SERVICE 5/16/13 NNMC-16 1 STRUCTURAL
B4RFYM REPLACE WORN FLOOR TILES B-16 RM-103 SERVICE 7/15/13 NNMC-16 1 STRUCTURAL
B4R6CR HIGH FUEL ALARM, B-16, GENERATOR SERVICE 7/5/13 NNMC-16 1 ELECTRICAL
B4SSLV DOOR HANDLE HAS FALLEN OFF - BLDG 16, DOOR 108 SERVICE 8/26/13 NNMC-16 1 LOCKS

B4NHYL
REPLACE KEY CORES FOR 2 CLOSET DOORS - BLDG 16, ROOM 
1010

SERVICE 6/3/13 NNMC-16 1 LOCKS

B4WV4S AH- URINAL LEAK B-16 RM-1017 URGENT 10/28/13 NNMC-16 1 PLUMBING

Reported 
Date
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B4RLHF IDIQ SVC-AH A/C LEAK B-152 RM-N/A MINOR 7/23/13 NNMC-152 3
B327FD IDIQ-SVC -COMPRESSOR ISSUE -NNMC-153 MINOR 5/17/13 NNMC-153 1
B2W7RS IDIQ SVC-CLOGGED SINK, B-26, RM-142 KITCHEN MINOR 4/2/13 NNMC-26 1

B2T84C
IDIQ - Repair Bus Damage at NEX Parking Garrage, Bldg. 
33

MINOR 2/7/13 NNMC-33 1

B4RKMC
IDIQ-SVC - INSULATE DUCT WORK DEFICIENCY B-11 RM-
CEILING & ROOF

PROJECT 7/22/13 NNMC-11 3

B4WR69 IDIQ-SVC - PORCH LIGHTS WON'T TURN OFF - BLDG 25 PROJECT 10/24/13 NNMC-25 1

B4X7DR IDIQ-SVC - LEAK B-31 NEX MINI MART BACK DOOR PROJECT 11/6/13 NNMC-31 1
B2V8PS IDIQ-SVC CEILING LEAK, B-61, RM-413EAST PROJECT 3/12/13 NNMC-61 1

B4MVT4 IDIQ-SVC WWP HOT CALL B-61 RM-WHOLE BUILDING PROJECT 5/22/13 NNMC-61 1

B4PSDH REPLACE ELEVATOR FLOOR TILES, BLDG 71 PROJECT 6/26/13 NNMC-71 1
B2RPTZ IDIQ- Medical Records Room Renovation, BLDG 10 MINOR 1/28/13 NNMC-10 1
B2V8XL IDIQ-Motor control unit B-17 roof MINOR 3/13/13 NNMC-17 1
B2T4D3 IDIQ-FIRE DOOR REPLACEMENT, B-10 PROJECT 2/11/13 NNMC-10 3

B2THD2
IDIQ - REMOVE SINK PIPE STICKING OUT FROM WALL. - 
OR SPACES - BLDG 10, RM 6038A

PROJECT 2/25/13 NNMC-10 1

B2V9DZ
REPLACE FLOOR TILES AND REPAIR FLOOR BLDG 10, 7E, 
INSTALL RED TILES AND RELOCATE BELL, 7WEST

PROJECT 3/13/13 NNMC-10 4

B2V96R IDIQ-BROKEN ICE MACHINE, NNMC-10, RM-4167 PROJECT 3/13/13 NNMC-10 1
B2XXWL IDIQ SVC- HOT CALL- NNMC-10-RM-4009 W PROJECT 4/22/13 NNMC-10 1
B2XYZ6 IDIQ SVC-LIGHTS OUT B-10 RM-7068 7EAST PROJECT 4/23/13 NNMC-10 1

B4RD6G IDIQ SVC-CEILING LEAK, BLDG 17, GYM, LAUNDRY ROOM PROJECT 7/11/13 NNMC-17 1

B4SNW4
IDIQ SVC-AH-ROTATE OPERATION OF 2 OF THE 4 
GENERATORS EVERY 3 HOURS STARTING AT 16:00 
16AUG2013 THRU 0900 19AUG2013NNMC-55, c109,

PROJECT 8/22/13 NNMC-55 1

B4WVFF IDIQ-SVC - NO POWER B-9 RM-2351 PROJECT 10/29/13 NNMC-9 1 ELECTRICAL
B2T4D6 IDIQ- REPLACE FIRE DOORS, B-9 PROJECT 2/11/13 NNMC-9 3

B2VFSK IDIQ-SVC Repair Steam Generator - Bldg. 09, Roof MER PROJECT 3/20/13 NNMC-9 1

B2WB2S
IDIQ SVC-AH-MAIN O.R DOORS ARE INOPERABLE (PANIC 
BARS), NNMC-9, 3700, MAIN O.R.

PROJECT 4/2/13 NNMC-9 1

B2XVXD IDIQ-SVC Repair Steam Generator - Bldg. 09, Roof MER PROJECT 4/17/13 NNMC-9 1

B2YD42 IDIQ-SVC VACUUM PUMPS LEAKING B-9A RM-B003 PROJECT 5/7/13 NNMC-9A 1

B2PS37
IDIQ-CEILING LEAK IN BATHROOM "A". WATER DAMAGE 
ON THE CEILING B-62 RM-104W -WWP

PROJECT 1/16/13 NNMC-62 1

B2WFDD
IDIQ SVC-CEILING LEAK IN BATHROOM "A". WATER 
DAMAGE ON THE CEILING B-62 RM-104W -WWP

PROJECT 4/4/13 NNMC-62 1

B2WTYV IDIQ SVC- FLOOD, B-62, RM-418 MINOR 4/9/13 NNMC-62 1

Reported 
Date
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