J-1502000-33 Inspection, Adjustment and Repair of Fire Doors at
the National Naval Medical Center (NNMC)

There are approximately 820 fire doors of various types are included in this work.

All inspection & corrective work to be performed in accordance with NFPA 101, NFPA 80 &
JCAHO. This requirement covers the Healthcare Occupancies in buildings 9, 10, and all patient
care areas in buildings 1, 5, 7, & 8.

1) All doors will be inspected and repaired quarterly.
2) Documentation of all doors worked on and repairs made will be submitted to the

Contracting Officer.

The NNMC Fire Department will conduct periodic door inspections, and may write violations for
specific fire doors which are out of compliance.
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FIRE DOOR INSPECTION REPORT:

Inspected by: D. Gletner/M. Patel

12/1/2004
Building |Door Rating/Hr. |Vertical |Door Latching & REMARKS
Number _|Number Gap Undercut |Closing
10 0104 1.5 Hr O.K 0.K 0.K
10 0103C 1.5 Hr O.K 0.K O.K
10 0110 1.5 Hr 0.K 0.K 0O.K
10 0111 45 Min. 0.K O.K O.K
10 0100A 1.5 Hr 0O.K O.K OK
10 0110A | 45 Min. O.K 0.K 0.K
10 0101 45 Min. O.K O.K O.K
10 0100 1.5 Hr O.K O.K 0.K
10 0103 1.5 Hr O.K O.K 0.K
10 0103A 1.5 Hr 0O.K 0O.K O.K
10 0103B 1.5 Hr O.K O.K O.K
10 1113 45 Min. 0.K O.K O.K
10 1126 1.5 Hr O.K O.K 0.K
10 1100 1.5 Hr O.K O.K 0K
10 1101 1.5 Hr O.K 0.K O.K
10 1199 1.5 Hr 0.K O.K 0.K
10 1-M-A 1.5 Hr 0.K O.K O.K
10 1000A 1.5 Hr O.K O.K 0.K
10 1-N 1.5 Hr O.K O.K O.K
10 1001 1.5 Hr 0O.K O.K 0.K
10 1000 1.5 Hr 0.K 0.K O.K
10 1020 1.5 Hr O.K 0.K O.K
10 1018 1.5 Hr 0.K 0.K O.K
10 1029 45 Min. 0.K 0O.K 0.K
10 1022A 1.5 Hr 0.K O.K O.K
10 1017 1.5 Hr O.K O.K O.K
10 1100A 1.5 Hr 0O.K 0O.K O.K
10 1005 1.5 Hr O.K 0.K 0.K
10 1003 1.5 Hr 0.K 0.K O.K
10 1-P 1.5 Hr O.K 0O.K O.K
10 1123 45 Min. O.K O.K O.K
10 1115 1.5 Hr 0.K O.K O.K
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FIRE DOOR INSPECTION REPORT: Inspected by: D. Gletner/M. Patel

12/1/2004
Building |Door Rating/Hr. |Vertical |Door Latching & REMARKS
Number _|Number Gap Undercut |Closing
10 1120A 1.5 Hr O.K 0O.K O.K
10 1-L 1.5 Hr O.K 0.K O.K
10 1109 45 Min. O.K 0.K 0.K
10 2000 1.5 Hr O.K O.K 0.K
10 2-N 1.5 Hr OK OK OK
10 2001 1.5 Hr 0.K O.K O.K
10 2000A 1.5 Hr OK O.K 0.K
10 2019 1.5 Hr 0.K 0.K 0.K
10 2012 1.5 Hr O.K O.K 0.K
10 2011 1.5 Hr 0.K 0.K 0.K
10 2014 1.5 Hr 0.K 0.K 0.K
10 2017 1.5 Hr 0.K 0.K O.K
10 2016 1.5 Hr 0.K O.K 0.K
10 2015 1.5 Hr O.K 0O.K 0.K
10 2013 1.5 Hr 0.K 0.K 0.K
10 2-P 1.5 Hr 0.K 0K 0.K
10 2160 1.5 Hr 0.K 0.K 0.K
10 2100 1.5 Hr 0.K O.K O.K
10 2199 1.5 Hr O.K O.K 0.K
10 2-M 1.5 Hr O.K 0.K 0.K
10 2100A 1.5 Hr 0.K 0.K O.K
10 2182 45 Min. 0.K 0O.K 0.K
10 2124 1.5 Hr O.K 0.K O.K
10 2-L 1.5 Hr 0.K 0.K O.K
10 3-L 1.5 Hr O.K 0.K 0.K
10 3-M 1.5 Hr 0.K O.K O.K
10 3100A 1.5 Hr O.K 0.K O.K
10 2118 45 Min. 0.K 0.K O.K
10 3077 1.5 Hr O.K 0.K O.K
10 3199 1.5 Hr O.K O.K 0.K
10 3100 45 Min. O.K 0O.K 0.K
10 3159 45 Min. 0O.K 0.K 0.K
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FIRE DOOR INSPECTION REPORT:

Inspected by: D. Gletner/M. Patel

12/1/2004
Building |{Door Rating/Hr. [Vertical  |Door Latching & REMARKS
Number _[Number Gap Undercut [Closing

10 3163 1.5 Hr O.K O.K O.K

10 3182 45 Min. O.K O.K O.K

10 3162A 1.5 Hr 0O.K 0O.K 0.K

10 3161 1.5 Hr O.K O.K 0.K

10 3166 1.5 Hr O.K 0.K O.K

10 3059 45 Min. 0.K 0.K 0.K

10 3166A 1.5 Hr 0.K 0.K 0.K

10 3166B | 45 Min. 0K 0.K O.K

10 3162 1.5 Hr O.K 0.K O.K

10 3156 45 Min. O.K O.K O.K

10 3053 45 Min. O.K O.K O.K

10 3063 1.5 Hr O.K 0.K 0.K

10 3000 1.5 Hr O.K O.K O.K

10 3001 1.5 Hr O.K 0.K O.K

10 3-N 1.5 Hr 0.K O.K O.K

10 3123 45 Min. O.K O.K O.K

10 3122 45 Min. 0.K 0.K O.K

10 3122A | 45 Min. 0K 0.K O.K

10 3128 45 Min. O.K O.K 0.K

10 3120 45 Min. O.K 0.K 0.K

10 3041 45 Min. O.K O.K O.K

10 3120A | 45 Min. 0.K 0.K 0.K

10 3-P-a 1.5 Hr 0.K O.K 0.K

10 3027 45 Min. 0O.K 0.K 0.K

10 3029 45 Min. 0.K O.K 0.K

10 3031 1.5 Hr O.K 0.K 0.K

10 3132 1.5 Hr O.K 0.K 0.K New Door
10 3134 1.5 Hr O.K O.K O.K

10 3130 1.5 Hr O.K O.K 0O.K

10 3011 1.5 Hr 0.K O.K O.K

10 3116 None 0.K 0.K Gap wide - door to be replaced
10 3000A | 45 Min. O.K O.K 0K
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FIRE DOOR INSPECTION REPORT:

Inspected by: D. Gletner/M. Patel

12/1/2004
Building |Door Rating/Hr. |Vertical [Door Latching & REMARKS
Number _|Number Gap Undercut _|Closing
10 3042 45 Min. O.K O.K O.K
10 3051 45 Min. O.K O.K OK
10 4-N 1.5 Hr O.K 0.K 0.K
10 4001 1.5 Hr O.K 0.K 0O.K
10 4000 1.5 Hr 0.K O.K O.K
10 4125 45 Min. O.K O.K O.K
10 4123 45 Min. O.K 0.K 0.K
10 4122 1.5 Hr O.K 0.K O.K
10 4120B 1.5 Hr O.K O.K O.K
10 4120 1.5 Hr 0.K 0.K 0O.K
10 4116 45 Min. O.K O.K 0K
10 4101A 1.5 Hr O.K 0.K O.K
10 4-P 1.5 Hr 0.K O.K 0.K
10 4011 45 Min. O.K 0.K 0.K
10 4021B 1.5 Hr O.K 0.K 0.K
10 4021 45 Min. O.K O.K O.K
10 4027 45 Min. O.K 0.K 0.K
10 4120A 1.5 Hr O.K 0.K 0.K
10 4137 None 0K 0K 0.K Door to be replaced
10 4123 45 Min. 0.K O.K O.K
10 4025 1.5 Hr O.K O.K O.K
10 4122A 1.5 Hr O.K 0.K 0.K
10 4158A | 45 Min. 0.K O.K O.K
10 4159 45 Min. 0.K 0.K 0.K
10 4100 45 Min. O.K 0.K 0.K
10 4199 1.5 Hr O.K 0K 0K
10 4-M 1.5 Hr O.K O.K 0.K
10 4182 45 Min. O.K 0.K 0.K
10 4166 1.5 Hr 0.K O.K O.K
10 4166A 1.5 Hr O.K O.K 0.K
10 4166B 1.5 Hr O.K O.K O.K
10 4077 45 Min. 0.K 0.K 0O.K
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FIRE DOOR INSPECTION REPORT:

Inspected by: D. Gletner/M. Patel

12/1/2004
Building {Door Rating/Hr. |Vertical |Door Latching & REMARKS
Number _|[Number Gap Undercut _|Closing

10 4-L 1.5 Hr 0.K O.K 0O.K

10 4101 1.5 Hr O.K O.K 0.K

10 4014 45 Min. 0.K 0.K 0.K

10 4158A | 45 Min. 0.K OK O.K

10 4162 1.5 Hr 0.K 0.K 0.K

10 4077A | 45 Min. O.K 0.K O.K

10 4162A 1.5 Hr 0.K 0.K 0.K

10 4016 45 Min. 0.K 0.K O.K

10 4016B | 45 Min. 0.K O.K 0.K

10 4016A | 45 Min. O.K 0O.K O.K

10 5-P 1.6 Hr 0O.K O.K O.K

10 5120 1.5 Hr 0.K 0.K 0.K

10 5120A 1.5 Hr O.K O.K 0.K

10 5116 45 Min. Door to be repaced
10 5123 45 Min. O.K 0.K O.K

10 5000 45 Min. O.K 0.K O.K

10 5001 1.5 Hr 0.K O.K O.K

10 5-N 1.5 Hr O.K O.K 0.K

10 5124 45 Min. O.K 0.K O.K

10 5122A 1.5 Hr 0.K 0.K 0.K

10 5027 45 Min. O.K 0.K 0.K

10 5011 45 Min. O.K O.K 0.K

10 5032 45 Min. O.K 0.K 0.K

10 5124 45 Min. 0.K 0.K 0.K

10 5052 1.5 Hr O.K 0.K 0.K

10 5053 45 Min. O.K O.K O.K

10 5156 45 Min. 0.K 0.K 0.K

10 5162 1.5 Hr O.K 0.K O.K

10 5182 45 Min. 0.K 0.K 0.K

10 5035 45 Min. OK O.K OK Joe is checking this door
10 5057 1.5 Hr O.K 0.K O.K

10 5159 45 Min. 0.K O.K O.K
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FIRE DOOR INSPECTION REPORT:

Inspected by: D. Gletner/M. Patel

12/1/2004
Building |Door Rating/Hr. {Vertical [Door Latching & REMARKS
Number _|Number Gap Undercut |Closing
10 5199 1.5 Hr OK OK 0K
10 5059 45 Min. OK O.K OK
10 5-M 1.5 Hr O.K OK OK
10 5100 45 Min. OK OK O.K
10 5166 1.5 Hr OK OK 0K
10 5-L 1.5 Hr 0K 0.K OK
10 5166A 1.5 Hr OK OK OK
10 5166B | 45 Min. O.K OK 0K
10 5035 45 Min. OK OK OK
10 51208 1.5 Hr OK 0K OK
10 5134 45 Min. OK OK O.K
10 5037 45 Min. OK OK OK
10 5162A 1.5 Hr 0K OK 0K
10 5122 1.5 Hr OK OK OK
10 6-M 1.5 Hr 0.K OK O.K
10 6199 1.5 Hr OK OK O.K
10 6157 45 Min. OK OK OK
10 6152 45 Min. 0K OK OK
10 6155 45 Min. OK OK OK
10 6153 45 Min. O.K O.K OK
10 6144 45 Min. O.K OK 0K
10 6142A | 45 Min. OK OK OK
10 6142 45 Min. OK OK OK
10 6140 1.5 Hr OK OK OK
10 6121 45 Min. OK OK OK
10 6123 45 Min. 0K O.K OK
10 6124 45 Min. OK OK OK
10 6122 45 Min. OK OK OK
10 6-N 1.5 Hr 0K OK OK
10 6152A | 45 Min. O.K O.K O.K
10 6-L 45 Min. OK 0.K OK
10 6164 45 Min. OK O.K 0K
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FIRE DOOR INSPECTION REPORT:

Inspected by: D. Gletner/M. Patel

12/1/2004
Building |[Door Rating/Hr. {Vertical |Door Latching & REMARKS
Number _|Number Gap Undercut |Closing
10 6144B | 45 Min. O.K O.K O.K
10 6144A 45 Min. 0O.K O.K O.K
10 6118 45 Min. O.K 0.K 0.K
10 6019A | 45 Min. O.K 0.K 0O.K
10 6020 1.5 Hr 0.K 0.K 0.K
10 6-P 45 Min. O.K 0O.K O.K
10 6017 45 Min. O.K 0.K O.K
10 6120A 1.5 Hr 0.K 0.K 0.K
10 6120B 1.5 Hr O.K O.K O.K
10 6122A | 45 Min. 0.K 0O.K 0.K
10 61428 1.5 Hr. O.K 0O.K 0.K
10 6033 1.5 Hr O.K 0.K O.K
10 6171 1.5 Hr O.K 0.K 0.K
10 6119 1.5 Hr 0.K O.K 0.K
10 6120 1.5 Hr O.K 0O.K 0.K
10 7-N 1.5 Hr O.K 0O.K 0O.K
10 7001 1.5 Hr 0.K 0.K O.K
10 7017 1.5 Hr 0.K 0.K O.K
10 7000 1.5 Hr 0.K 0.K 0.K
10 7116 45 Min. O.K 0.K O.K
10 7120 1.5 Hr O.K O.K 0O.K
10 71208 1.5 Hr O.K 0.K O.K
10 7021 45 Min. 0.K 0.K 0.K
10 7122 1.5Hr O.K 0O.K O.K
10 7126 45 Min. 0.K O.K 0.K
10 7123 1.5 Hr O.K 0.K 0.K
10 7125 1.5 Hr 0.K O.K O.K
10 7063A | 45 Min. O.K 0.K 0.K
10 7124 1.5 Hr O.K O.K 0O.K
10 7017A 1.5 Hr Door Blocked - USUHS
10 7029 45 Min. O.K O.K O.K
10 7033 45 Min. 0.K 0.K O.K

J-1502000-33 - 8 of 24




FIRE DOOR INSPECTION REPORT:

Inspected by: D. Gletner/M. Patel

12/1/2004
Building |Door Rating/Hr. |Vertical |Door Latching & REMARKS
Number _|Number Gap Undercut |Closing
10 7063 1.5 Hr O.K O.K O.K
10 7077A 1.5 Hr OK 0K OK
10 7162 1.5 Hr OK O.K 0K
10 7162A 1.5 Hr O.K 0K 0K
10 7163 1.5 Hr 0K 0K 0K
10 7159 45 Min. OK O.K OK
10 7077 1.5 Hr OK O.K 0K
10 7011 45 Min. O.K OK OK Closer cover missing
10 7-M 1.5 Hr O.K OK 0K
10 7199 1.5 Hr O.K 0K 0K
10 7100 45 Min. 0K O.K O.K
10 7182 45 Min. O.K O.K OK
10 7166B 1.5 Hr O.K O.K OK
10 7166 1.5 Hr O.K O.K 0K
10 7-L 1.5 Hr 0K 0K OK
10 7168A | 45 Min. 0K OK 0K
10 7-P 1.5 Hr O.K 0K 0K
10 7003 45 Min. OK 0K O.K
10 7053 45 Min. 0K OK OK
10 7055 45 Min. 0.K 0.K O.K
10 7077B | 45 Min. O.K 0K 0K
10 8-N 1.5 Hr 0.K OK OK
10 8001 45 Min. O.K 0K 0K
10 8000 1.5 Hr O.K 0K 0K
10 8000A 1.5Hr O.K OK OK
10 8103A 1.5 Hr O.K OK. O.K
10 8199 45 Min. 0.K OK O.K
10 8003A 1.5 Hr O.K OK 0K
10 8003 1.5 Hr 0K OK 0K
10 8100 1.5Hr O.K OK 0K
10 8100A 1.5 Hr O.K 0K 0K
10 8-M 1.5 Hr O.K 0K O.K
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FIRE DOOR INSPECTION REPORT:

Inspected by: D. Gletner/M. Patel

12/1/2004

Building |Door Rating/hr. [Vertical |Door Latching & REMARKS
Number |Number Gap Undercut |Closing

09 C-194 3 Hr. 0.K 0.K 0.K

09 C-194B 3 Hr. O.K 0.K 0.K

09 C-193A | 1.5 Hr. 0O.K O.K O.K

09 C-193 1.5 Hr. 0.K 0.K 0.K

09 C-191 1.5 Hr. 0.K 0.K 0.K

09 0230 45 Min. 0.K 0.K 0.K

09 0231 1.5 Hr. 0.K 0.K 0.K

09 0236A 1.5 Hr. 0.K 0.K Door Bent - No hardware for latc

09 0231A 1.5 Hr. 0O.K O.K Door need to be repalced

09 0234 45 Min. 0.K 0.K 0.K

09 0235 1.5 Hr. 0.K 0.K 0O.K

09 0235A 1.5 Hr. 0.K 0.K O.K

09 0248 1.5 Hr. 0.K 0.K 0O.K

09 0250 1.5 Hr. 0O.K 0.K 0.K

09 0233 45 Min. 0.K 0.K 0.K

09 0232 45 Min. 0.K 0.K 0.K

09 0230A 1.5 Hr. 0.K O.K 0.K

09 0243 1.5 Hr. 0.K 0.K 0.K

09 0238 1.5 Hr. 0O.K O.K O.K

09 0207 1.5 Hr. 0.K 0.K 0.K

09 0217 1.5 Hr. 0.K 0.K 0.K

09 0209 1.5 Hr. 0.K O.K 0.K

09 0208 1.5 Hr. 0.K 0.K O.K

09 0205 1.5 Hr. 0.K 0.K O.K

09 0218 1.5 Hr. 0.K 0O.K 0.K

09 0214 1.5 Hr. 0.K 0.K O.K

09 0215 1.5 Hr. 0.K 0.K O.K

09 0-K 1.5 Hr. 0.K 0.K O.K

09 0220 1.5 Hr. 0.K 0.K 0K

09 0220A 1.5 Hr. 0.K 0.K 0.K

09 0222A 1.5 Hr. 0.K 0.K 0.K

09 0221 1.5 Hr. 0.K 0O.K 0.K

09 0224 1.5 Hr. 0.K 0O.K O.K

09 0201A 1.5 Hr. 0.K 0.K O.K

09 0201B 1.5 Hr. 0.K O.K 0O.K

09 0201C 1.5 Hr. 0.K 0.K 0.K

09 0201 1.5 Hr. 0.K 0.K 0.K

09 0202 1.5 Hr. 0.K 0.K O0.K  |New

09 0212 1.5 Hr. 0.K 0.K 0.K

09 0200A 1.5 Hr. 0.K O.K O.K

09 02008 1.5 Hr. 0.K 0.K 0.K

09 C188 1.5 Hr. 0O.K 0.K 0.K

09 0206A 1.5 Hr. O.K 0.K 0.K

09 C-186F 1.5 Hr. 0.K 0.K 0.K

09 OD-2A 1.5 Hr. 0.K 0.K 0.K

09 0242 45 Min. 0O.K 0.K 0.K
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FIRE DOOR INSPECTION REPORT:

Inspected by: D. Gletner/M. Patel

12/1/2004

Building {Door Rating/hr. |Vertical |Door Latching & REMARKS
Number _[Number Gap Undercut [Closing

09 0221A 1.5 Hr. 0.K 0.K 0O.K

09 0311 1.5 Hr. 0.K 0.K O.K

09 0310 1.5 Hr. O.K 0.K 0.K

09 0503 1.5 Hr. 0.K 0.K 0.K

09 0502 1.5 Hr. 0.K 0.K 0.K

09 0501 1.5 Hr. 0.K 0.K O.K

09 0314 1.5 Hr. 0.K 0.K 0.K

09 0314B 1.5 Hr. 0.K 0.K 0.K

09 0505 1.5 Hr. 0.K 0.K 0O.K

09 0-G 1.5 Hr. 0.K 0.K 0.K

09 0506B 1.5 Hr. 0.K 0.K 0.K

09 0300 1.5 Hr. 0.K O.K Do not latch

09 0506 1.5 Hr. 0.K 0.K 0.K

09 0506A 1.5 Hr. 0.K 0.K 0.K

09 0504 1.5 Hr. 0.K 0.K 0.K

09 0380 1.5 Hr. 0.K 0.K 0.K

09 0380A 1.5 Hr. 0.K 0.K 0.K

09 0204B 1.5 Hr. 0.K 0.K O.K

09 0204 1.5 Hr. 0.K 0.K O.K

09 0216A 1.5 Hr. 0.K 0.K 0.K

09 0216 1.5 Hr. 0.K 0.K 0.K

09 0252 1.5 Hr. 0.K 0.K 0.K

09 0253 1.5 Hr. 0.K O.K 0.K

09 0251 1.5 Hr. 0.K 0.K O.K__|Tighten up hardware

09 0251A 1.5 Hr. 0.K 0.K 0.K

09 0236 1.5 Hr. 0.K 0.K 0.K

09 0255 1.5 Hr. 0.K 0.K 0.K

09 0264 1.5 Hr. 0O.K 0.K 0.K

09 0267 1.5 Hr. 0.K 0.K 0.K

09 0256 1.5 Hr, 0K 0.K 0.K

09 0265 1.5 Hr. 0.K 0.K O.K

09 0274 1.5 Hr, 0.K 0.K 0.K

09 0353 1.5 Hr. 0.K 0.K 0.K

09 0261 1.5 Hr. 0.K 0.K 0.K

09 0263 45 Min, 0.K 0.K 0.K

09 0260 1.5 Hr. 0.K O.K 0.K

09 0314A 1.5 Hr. 0.K 0.K 0.K

09 0350 1.5 Hr. O.K O.K 0O.K |Door need to be repalced

09 0354 1.5 Hr. 0.K 0.K 0O.K

09 0262 1.5 Hr. 0.K 0.K 0.K

09 03808 1.5 Hr, 0.K 0.K 0.K

09 0351B 1.5 Hr. Door need to be repaiced

09 0-B 1.5 Hr. 0.K 0.K 0.K

09 0867 45 Min. 0.K 0.K 0.K

09 0860 45 Min. 0.K 0.K 0.K

09 0868 45 Min. 0.K 0.K 0.K

J-1502000-33 - 11 of 24




FIRE DOOR INSPECTION REPORT: Inspected by: D. Gletner/M. Patel

12/1/2004
Building |Door Rating/hr. [Vertical (Door Latching & REMARKS
Number _|[Number Gap Undercut |Closing
09 0856A | 45 Min. 0.K O.K O.K
09 0872 1.5 Hr. 0K O.K O.K
09 0872A 1.5 Hr. O.K O.K 0.K
09 0-J 1.5 Hr. O.K 0K O.K
09 0301 1.5 Hr. OK O.K O.K__|Vertical gap over 1/8"
03 0-T 1.5 Hr. O.K 0.K O.K
09 0874A 1.5 Hr. O.K OK 0.K
09 0874 1.5 Hr. 0K O.K O.K
09 0878 1.5 Hr. O.K O.K 0.K
09 0876 1.5 Hr. 0K O.K 0O.K
09 0858 1.5 Hr. 0.K O.K O.K
09 0846 1.5 Hr. 0.K O.K O.K
09 0842 45 Min. 0K oK O.K
09 0856 45 Min. O.K 0.K 0K
09 0840 1.5 Hr. O.K O.K 0K
09 0835 1.5 Hr. O.K O.K 0.K
09 0269 45 Min. O.K 0K O.K
09 0828 45 Min. 0K 0K O.K
09 0830A | 45 Min. O.K O.K 0.K
09 0791 45 Min. OK 0.K O.K
09 0788 30 Min. 0K O.K OK
09 0785 45 Min. O.K 0.K OK
09 0800 45 Min. O.K O.K O.K
09 0803 30 Min. O.K 0O.K OK
09 0804 30 Min. 0.K O.K 0.K
09 0808 45 Min. 0.K 0.K 0.K
09 0774 45 Min. O.K O.K OK
09 0700 1.5 Hr. O.K O.K 0.K
09 0601 1.5 Hr. O.K 0K O.K
09 0-F 1.5 Hr. O.K O.K 0.K
09 0604A 1.5 Hr. O.K O.K 0.K
09 0340 1.5 Hr. O.K O.K O.K
09 0766 1.5 Hr. O.K O.K O.K
09 0602 1.5 Hr. O.K O.K O.K
09 0603 1.5 Hr. 0.K O.K OK
09 0320 1.5 Hr. O.K O.K 0.K |Door need to be repalced
09 0735 1.5 Hr. OK O.K O.K
09 0735A 1.5 Hr. O.K 0.K 0.K
09 0306 1.5 Hr. 0.K O.K 0.K
09 0303 1.5 Hr. 0.K 0O.K OK
09 0730 1.5 Hr. O.K O.K 0.K
09 0794 45 Min. O.K OK O.K
09 0747 1.5 Hr. 0O.K OK 0.K
09 0748 1.5 Hr. O.K O.K 0K
09 0604 1.5 Hr. O.K OK 0K
09 0744 45 Min. 0.K O.K O.K
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09 0-E 1.5 Hr. 0.K 0.K 0.K

09 0742 45 Min. 0.K 0.K 0.K

09 0721 45 Min. 0.K 0.K 0.K

09 0720 30 Min. 0.K O.K 0O.K

09 0726 1.5 Hr. 0.K 0K 0O.K

09 0723 45 Min. 0.K O.K 0.K

09 0727 1.5 Hr. 0O.K O.K 0O.K

09 0727A 1.5 Hr. 0.K 0.K 0.K

09 0711 45 Min. O.K 0.K O.K

09 0302 1.5 Hr. 0K 0.K 0.K

09 0-H 1.5 Hr. 0.K 0.K 0K

09 0302C 1.5 Hr. O.K O.K O.K |Holes in the door

09 0302A 20 Min. 0O.K 0.K 0.K

09 0304 45Min. 0.K 0.K 0.K

09 0325 45Min. 0.K 0.K 0O.K

09 0343 20 Min. 0.K 0.K 0.K

09 0352 45Min. 0.K 0.K 0K

09 0330A 30 Min. 0.K O.K 0.K

09 0336A 30 Min. 0.K 0.K 0.K

09 0346 45Min. 0.K 0.K O.K

09 0323 45Min. 0.K 0.K 0.K

09 0330B 30 Min. O.K O.K |Door undercut over 1"

09 0309A 30 Min. 0.K O.K 0.K

09 03098 1.5 Hr. 0.K O.K O.K

09 0315 1.5 Hr. 0O.K 0O.K Door need to be replaced

09 0313 45 Min. O.K 0.K O.K

09 0341 45 Min. 0.K O.K 0.K

09 0735A 1.5 Hr. 0.K 0.K 0O.K

09 0303A 1.5 Hr. 0.K O.K 0.K {Holes in the door

09 0315A 20 Min. O.K 0.K 0.K

09 0315C 1.5 Hr. 0.K O.K O.K

09 0332 45 Min. 0.K 0.K 0.K

09 1524 1.5 Hr, 0.K 0.K 0.K

09 1531 45 Min. 0.K 0.K 0.K

09 1522 45 Min. 0.K 0.K 0.K

09 1550 45 Min. 0.K 0.K 0.K

09 1547 1.5 Hr. 0.K O.K 0O.K

09 1535 1.5 Hr. 0.K 0.K O.K

09 333C 1.5 Hr. 0.K 0.K 0.K

09 1604 1.5 Hr. 0.K 0.K 0.K

09 1551 1.5 Hr. 0.K 0.K 0.K

09 1572 1.5 Hr. 0.K 0O.K O.K

09 1566 1.5 Hr. 0O.K 0.K 0.K

09 1566A 1.5 Hr. O.K 0.K 0.K

09 1573A 45 Min. 0.K 0.K 0.K

09 1616 45 Min. 0.K 0.K 0O.K
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09 1-D 1.5 Hr. 0.K 0.K O.K

09 1500A 1.5 Hr. 0.K O.K 0.K

09 1568 45 Min. 0.K 0.K 0K

09 1601 45 Min. 0.K 0.K 0.K

09 1673 1.5 Hr. 0.K 0O.K O.K

09 1589 1.5 Hr. 0.K 0.K 0.K

09 1450 1.5 Hr. 0.K 0K 0.K

09 1619 1.5 Hr. O.K 0O.K 0.K

09 1651 45 Min. O.K O.K O.K |No closer/Need sweep

09 1650 1.5 Hr. O.K 0O.K 0O.K

09 1658A 45 Min. 0.K 0.K O.K

09 1661A 1.5 Hr. O.K 0.K 0.K

09 1661B 1.5 Hr. O.K 0.K O.K

09 1661 1.5 Hr. 0.K 0.K O.K

09 1660 45 Min. 0.K 0.K O.K

09 1658 1.5 Hr. 0.K 0.K 0O.K  [No closer

09 1672 1.5 Hr. 0.K 0.K 0.K

09 1563 1.5 Hr. 0.K 0.K 0.K

09 1663 1.5 Hr. 0.K O.K 0.K

09 1-C 1.5 Hr. 0.K 0.K O.K

09 1666 45 Min. 0.K 0.K O.K

09 1669 45 Min. 0.K 0.K 0.K

09 1667 45 Min. 0.K 0O.K 0O.K

09 1667A 45 Min, 0.K 0.K O.K

09 1668 45 Min. 0.K 0.K 0.K

09 1724 45 Min. 0.K 0.K 0.K

09 1726 45 Min. 0.K 0.K O.K

09 1664 1.5 Hr. 0.K 0.K 0.K

09 1677 1.5 Hr. 0.K 0.K 0.K

09 1676 1.5 Hr, 0.K 0.K O.K

09 1678 1.5 Hr. O.K O.K 0O.K lAdjusted closer speed

09 1452 1.5 Hr. 0.K O.K 0.K

09 1688 1.5 Hr. O.K 0.K O.K

09 1697 1.5 Hr, 0.K O.K 0O.K

09 1665 45 Min. 0.K 0.K O.K

09 1659A 1.5 Hr. 0.K 0.K 0.K  |No closer

09 1697A 1.5 Hr. 0.K 0.K O.K

09 1706 1.5 Hr. 0.K 0.K 0.K

09 1-B 1.5 Hr. 0.K 0.K 0.K

09 1964 1.5 Hr. 0.K O.K 0.K

09 1962 1.5 Hr. 0.K 0.K 0.K

09 1-A-a 1.5 Hr. 0.K 0.K 0.K

09 1962A 1.5 Hr. 0.K 0.K 0.K

09 1940 1.5 Hr. 0.K 0.K 0.K

09 1936 45 Min. 0.K 0K 0O.K  |Adjusted closer speed/Lube

09 1935 45 Min. 0.K O.K 0.K
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09 1915 1.5 Hr. 0.K 0.K O.K

09 1916 1.5 Hr. 0.K 0.K 0.K

09 1918 45 Min. 0.K 0.K 0.K

09 1927 1.5 Hr. 0.K 0.K 0.K

09 1868 45 Min. 0K 0.K 0.K

09 1858 45 Min. 0.K 0O.K O.K

09 1893 45 Min. 0.K 0.K 0K

09 1807 1.5 Hr. 0O.K 0.K 0.K

09 1759A 1.5 Hr. 0.K 0.K O.K

09 1813 1.5 Hr. 0.K 0.K O.K

09 1902 1.5 Hr. 0.K 0.K 0.K

09 1901 1.5 Hr. 0.K 0.K 0.K

09 1810 1.5 Hr. 0.K O.K 0.K

09 100 3 Hr. O.K O.K O.K |Door need to be repalced

09 1808A 1.5 Hr. 0.K 0.K 0.K

09 1794 1.5 Hr. 0.K 0.K 0.K

09 1854 45 Min. 0.K O.K 0.K

09 1801 1.5 Hr. 0.K 0.K 0.K

09 1793 45 Min. 0.K 0.K 0.K

09 1808 1.5 Hr. 0.K O.K 0.K

09 1763 45 Min. 0.K 0.K 0.K

09 1752 1.5 Hr. 0.K 0.K 0.K

09 1754 1.5 Hr. 0.K 0.K 0.K

09 1759 1.5 Hr. 0.K 0.K O.K [Installed new flush bolts/Lube

09 1795 1.5 Hr. 0.K 0.K 0.K

09 1733 1.5 Hr. 0.K 0.K N/A

09 1757 1.5 Hr. 0.K O.K O.K

09 1-E-B 1.5 Hr. 0.K 0O.K O.K |Door Alarmed

09 1-E-a 1.5 Hr. 0.K 0.K 0.K

09 1-H 1.5 Hr. 0.K 0.K 0.K

09 1452A 1.5 Hr. 0.K 0.K 0.K

09 1410 45 Min. 0.K 0.K 0.K

09 1-F 1.5 Hr. 0.K 0.K 0.K

09 1411 1.5 Hr. 0.K 0.K 0.K

09 1-E 1.5 Hr. 0.K 0.K O.K

09 1740 1.5 Hr. 0.K O.K 0.K

09 1410A | 45 Min. 0.K 0.K 0.K

09 1442 45 Min. O.K 0.K 0.K

09 1447 1.5 Hr. 0.K 0.K O.K

09 1378 45 Min. 0.K 0.K 0.K

09 1412 1.5 Hr. 0.K 0.K 0.K

09 1392 1.5 Hr. 0.K 0.K 0.K

09 1392A 1.5 Hr. 0.K 0.K 0.K

09 1391 1.5 Hr. 0.K 0.K 0.K

09 1359 1.5 Hr. 0.K 0.K 0.K

09 1342 1.5 Hr. 0.K 0.K 0.K
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09 1445 45 Min. O.K O.K O.K
09 1342A 1.5 Hr. O.K O.K 0O.K
09 1341 1.5 Hr. 0O.K 0.K O.K
09 1331 1.5 Hr. O.K OK 0.K
09 1319 1.5 Hr. 0.K 0O.K O.K
09 1320 1.5 Hr. 0.K O.K O.K
09 1439A 1.5 Hr. 0.K O.K O.K
09 14398 1.5 Hr. O.K O.K O.K
09 1321 1.5 Hr. O.K 0.K O.K
09 1321A 1.5 Hr. 0.K 0.K O.K
09 1321B 1.5 Hr. O.K 0.K 0.K
09 1440A 1.5 Hr. O.K O.K O.K
09 1439C 1.5 Hr. 0K 0.K 0.K
09 1440 1.5 Hr. O.K 0.K 0.K
09 1-J 1.5 Hr. O.K 0.K 0.K
09 1438A 1.5 Hr. O.K 0K 0O.K
09 1438 45 Min. Construction
09 1311 45 Min. Construction
09 1306 1.5 Hr. 0.K 0.K O.K
09 1314 1.5 Hr. O.K O.K 0O.K
09 1301 1.5 Hr. 0.K 0.K O.K
09 1302 1.5 Hr. O.K OK 0.K
09 1301A | 45 Min, 0.K 0.K 0.K
09 1-G 1.5 Hr. 0.K 0.K 0.K
09 1304A 1.5 Hr. 0.K 0.K 0.K
09 1304B 1.5 Hr. O.K O.K 0O.K
09 1303A 1.5 Hr. O.K 0.K O.K
09 1315 1.5 Hr. 0.K 0.K 0O.K
09 1255 1.5 Hr. O.K O.K O.K
09 1255A 1.5 Hr. O.K O.K 0O.K
09 1264 45 Min. 0.K O.K 0.K
09 1254 1.5 Hr. 0O.K O.K 0K
09 1278 1.5 Hr. 0.K 0O.K 0O.K
09 1243 1.5 Hr. 0.K O.K 0O.K
09 1226 1.5 Hr. 0K O.K O.K
09 1226A 1.5 Hr. O.K 0K 0K
09 1225 1.5 Hr. O.K O.K O.K
09 1212 1.5 Hr. O.K O.K O.K
09 1202 1.5 Hr. 0.K 0.K 0.K
09 1201 1.5 Hr. 0.K 0O.K 0.K
09 1203 1.5 Hr. 0.K 0O.K 0K
09 1-K 1.5 Hr. O.K O.K O.K
09 1500 1.5 Hr. O.K 0.K O.K
09 1-K-a 1.5 Hr. 0.K O.K O.K
09 1215 1.5 Hr. O.K 0.K O.K
09 1733 1.5 Hr. O.K 0O.K O.K
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09 2303 1.5 Hr. 0.K 0.K 0.K

09 2310 1.5 Hr. 0.K O.K O.K

09 2312 45 Min. 0O.K 0.K 0.K

09 2316 45 Min. 0.K 0.K 0.K [Closer

09 2314 1.5 Hr. 0.K O.K 0.K

09 2-D 1.5 Hr. 0.K 0.K 0.K

09 2420A 45 Min. 0.K 0O.K 0O.K  |Adjust lock & lubricate

09 2420 45 Min. O.K O.K O.K

09 2328 45 Min. 0.K 0.K 0.K

09 2340A 1.5 Hr. 0.K 0.K 0.K

09 2331 1.5 Hr. 0.K 0.K 0.K

09 2340 1.5 Hr. 0.K 0.K 0.K

09 2336 45 Min. 0.K 0.K 0.K

09 2351 1.5 Hr. 0.K 0.K 0K

09 2501A 1.5 Hr. 0.K 0.K O.K [Closer

09 2502 1.5 Hr. 0.K 0.K O.K

09 2-G 1.5 Hr. 0.K 0.K O.K

09 2370 1.5 Hr. 0.K 0.K 0.K

09 2388A 1.5 Hr. 0K 0.K O.K

09 2451 45 Min. 0.K 0.K 0.K

09 2388 1.5 Hr. 0.K 0.K 0.K

09 2389 1.5 Hr. 0.K 0O.K 0.K

09 2407 1.5 Hr. 0.K 0.K 0.K

09 2408 1.5 Hr. 0.K 0.K 0.K

09 2457 45 Min. 0O.K 0.K 0.K

09 2418 45 Min. 0.K 0.K 0.K

09 2472 45 Min. 0.K 0.K 0.K

09 2-C 1.5 Hr. 0.K 0.K 0.K

09 2473 45 Min. 0.K 0.K 0.K

09 2474 1.5 Hr. 0.K O.K O.K

09 2475 1.5 Hr. 0O.K O.K O.K

09 2470 1.5 Hr. 0.K O.K 0O.K

09 2626A 1.5 Hr. 0.K 0.K 0.K

09 2624A 45 Min. 0.K 0.K 0.K

09 2625 1.5 Hr. 0.K 0.K 0.K

09 2687 1.5 Hr. 0.K 0.K 0.K

09 2687A 1.5 Hr. 0.K 0.K 0.K

09 2-F 1.5 Hr. 0.K 0O.K O.K

09 2481 1.5 Hr. 0.K O.K 0.K

09 2491A 1.5 Hr. 0.K 0.K Construction - new - Doesn't latc

09 2482 1.5 Hr. 0.K 0.K 0.K

09 2317A 1.5 Hr. 0.K 0.K 0.K

09 2-B 1.5 Hr. 0.K 0.K 0.K

09 2893 1.5 Hr. 0.K 0.K 0.K

09 2888 45 Min. 0.K 0.K 0.K

09 2855 45 Min. O.K O.K 0.K

J-1502000-33 - 17 of 24



FIRE DOOR INSPECTION REPORT:

Inspected by: D. Gletner/M. Patel

12/1/2004

Building |Door Rating/hr. [Vertical [Door Latching & REMARKS
Number |Number Gap Undercut |Closing

09 2-A 1.5 Hr. 0.K 0.K O.K

09 2847 1.5 Hr. 0.K 0.K 0O.K

09 2822 1.5 Hr. 0.K 0.K 0.K

09 2819 1.5 Hr. 0.K O.K O.K

09 2819A 1.5 Hr. 0O.K 0.K 0.K

09 2830 45 Min. 0.K O.K 0.K

09 2876 45 Min. 0K 0.K 0K

09 2793 45 Min. O.K 0.K 0.K

09 2731 45 Min. O.K 0O.K 0.K

09 2268 1.5 Hr. 0.K O.K 0O.K

09 2728 1.5 Hr. 0.K 0.K 0.K

09 2731 45 Min. 0.K 0.K 0.K

09 2801 1.5 Hr. 0.K 0.K 0.K

09 2802 1.5 Hr. 0.K O.K O.K

09 2733 1.5 Hr. O.K 0.K O.K

09 2736 45 Min. 0.K 0.K 0.K

09 2688 1.5 Hr. 0.K 0.K O.K

09 2531 1.5 Hr. 0.K O.K OK

09 2531A 1.5 Hr. 0.K 0O.K O.K

09 2524 1.5 Hr. 0.K 0.K 0.K

09 2683A 1.5 Hr. 0.K O.K 0.K

09 2683 1.5 Hr. 0.K O.K 0.K

09 2510 45 Min. 0O.K 0O.K O.K

09 2509 45 Min. 0.K 0.K O.K

09 2-J 1.5 Hr. O.K 0.K 0.K

09 2508 45 Min. 0.K 0O.K 0.K

09 2504A 1.5 Hr. 0.K O.K O.K

09 2501 1.5 Hr. O.K 0.K Doesn't latch

09 2278 1.5 Hr. O.K 0K

09 2256 1.5 Hr. 0.K O.K O.K |Lubricate lockset

09 2256A 1.5 Hr. 0.K 0.K Doesn't latch

09 2257 1.5 Hr. 0.K 0O.K O.K

09 2244 1.5 Hr. 0.K 0.K O.K

09 2227 1.5 Hr. 0.K O.K Doesn't latch

09 2227A 1.5 Hr. 0.K 0O.K 0K

09 2226 1.5 Hr. 0.K O.K O.K

09 2288 45 Min. 0O.K O.K O.K

09 2200 1.5 Hr. 0.K 0.K O.K

09 2-K 1.5 Hr, O.K 0O.K O.K

09 2201 45 Min. 0.K 0.K O.K  |Need new lock

09 2202 45 Min. 0.K 0.K O.K

09 2203 1.5 Hr. 0.K 0.K Doesn't latch

09 2784 1.5 Hr. 0.K O.K O.K

09 2766A 1.5 Hr. 0.K 0.K Closure doesn't work

09 2766 1.5 Hr. 0.K O.K 0.K

09 2769 1.5 Hr. 0.K O.K O.K
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09 2743 1.5 Hr. 0.K O.K 0.K
09 2711A 1.5 Hr. O.K 0.K O.K
09 2711 1.5 Hr. 0K O.K 0.K
09 2776 45 Min. 0.K 0.K 0.K
09 2738 45 Min. 0.K 0.K 0.K
09 2718 45 Min. 0.K 0.K O.K
09 2-E 1.5 Hr. 0.K 0.K O.K
09 2713 1.5 Hr. O.K 0.K 0.K
09 2686 1.5 Hr. 0O.K 0.K O.K__|Install Astrigal
09 2613 1.5 Hr. 0.K O.K 0.K
09 2-H 1.5 Hr. 0.K 0.K 0O.K
09 2614 45 Min. 0.K 0.K 0.K |Adjust closer speed & lubricate
09 2596 1.5 Hr. O.K O.K O.K
09 2606 1.5 Hr. 0.K 0K O.K
09 26268 1.5 Hr. 0O.K 0.K O.K
09 2624 45 Min. 0.K 0.K 0O.K
09 2595 1.5 Hr. 0.K 0K 0.K
09 2596A 1.5 Hr. 0.K 0K O.K
09 2268A 1.5 Hr. 0.K 0.K O.K
09 2572 45 Min. O.K O.K O.K
09 2577 1.5 Hr. O.K O.K O.K
09 2566 1.5 Hr. 0.K O.K O.K
09 2566A 1.5 Hr. O.K O.K 0O.K
09 2555 1.5 Hr. 0.K 0.K O.K
09 25568 45 Min. O.K O.K O.K
09 3223 45 Min. 0.K O.K 0.K
09 3227 45 Min. O.K 0.K O.K
09 3536 1.5 Hr. 0.K 0.K 0.K
09 3530 45 Min. 0.K 0.K 0.K
09 3236 1.5 Hr. O.K O.K O.K
09 3231 1.5 Hr. 0.K 0.K 0.K
09 3232 45 Min. 0.K O.K 0.K
09 3200 1.5 Hr. 0O.K O.K O.K
09 3301 1.5 Hr. O.K O.K O.K
09 3-G 1.5 Hr. 0.K 0.K O.K
09 3300 45 Min. O.K O.K 0O.K
09 3350 1.5 Hr. O.K 0.K O.K
09 3358 45 Min. 0.K O.K O.K
09 3326 45 Min. 0.K O.K 0.K
09 3318 45 Min. O.K 0.K O.K
09 3329 1.5 Hr. O.K 0K O.K
09 3343 45 Min. O.K 0.K O.K
09 3353 45 Min. O.K O.K O.K
09 3351 1.5Hr. 0.K O.K O.K
09 3-D 1.5 Hr. O.K 0K 0K
09 3400 45 Min. O.K O.K O.K
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09 3397 45 Min. 0.K O.K O.K

09 3350A 45 Min. 0.K 0.K 0.K

09 3-K 1.5 Hr. 0.K 0.K 0.K

09 3348 45 Min. 0.K 0.K 0.K

09 3349 45 Min. 0.K OK O.K

09 3464 1.5 Hr. O.K O.K O.K _ |Adjusted hinges & closer

09 3-E 1.5 Hr. OK O.K O.K

09 3319 45 Min. 0.K O.K 0.K

09 3395 1.5 Hr. O.K 0O.K 0.K

09 3398 45 Min. 0O.K 0.K O.K

09 3414 1.5 Hr. 0.K O.K O.K

09 3428 1.5 Hr. 0.K 0.K O.K

09 3-B 1.5 Hr. 0.K 0.K 0O.K

09 3424 45 Min. 0.K 0.K O.K__[Adjust Hinges

09 3423 45 Min. 0.K O.K O.K

09 3430 45 Min. 0.K 0.K

09 3374 1.5 Hr. O.K 0.K Check latch/opening problem

09 3-C 1.5 Hr. O.K 0O.K 0.K

09 3360 45 Min. 0K 0K O.K

09 3373 45 Min. 0.K 0.K Check latch

09 3340 45 Min. O.K 0.K O.K

09 3357 45 Min. 0.K 0.K O.K

09 3398A | 45 Min. O.K O.K OK

09 3453 45 Min. O.K O.K OK

09 3457 45 Min. O.K 0.K 0.K

09 3500 45 Min. 0.K O.K 0.K

09 3501 1.5 Hr. O.K 0.K O.K

09 3-F 1.5 Hr. 0.K 0.K 0.K

09 3488 45 Min. 0.K 0.K O.K__ |Adjust hinges & lube lockset

09 3489 45 Min. 0.K 0.K O.K

09 3461A | 45 Min. O.K 0.K O.K

09 3463 45 Min. 0.K O.K O.K [Closer slow

09 3468 45 Min. 0.K 0.K 0.K

09 3373A 45 Min, 0.K O.K 0.K

09 3347 45 Min. 0.K 0.K 0.K

09 3483 45 Min. 0.K O.K O.K

09 3490 45 Min. O.K O.K 0.K

09 3-A 1.5 Hr. O.K 0.K 0O.K

09 3470 45 Min. 0O.K OK O.K

09 3472 45 Min. O.K 0.K O.K

09 3449 3/4 Hr. 0.K O.K O.K

09 3502 1.5 Hr. 0.K OK OK

09 3700 1.5 Hr. 0.K O.K 0.K

09 3508 45 Min. 0.K O.K 0.K

09 35612A 45 Min. O.K O.K O.K

09 3336 1.5 Hr. O.K OK 0.K
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09 3396 45 Min. 0.K 0.K 0.K
09 3356 45 Min. 0.K O.K 0.K
09 3449A 45 Min. 0.K 0.K 0O.K
09 3359 45 Min. 0.K 0.K 0.K
09 3376 45 Min. 0.K 0.K 0.K
09 3349A | 45 Min. 0.K 0.K 0.K
09 3518 45 Min. oK O.K 0O.K |Adjust closer speed & lubricate
09 3518A | 45 Min. 0.K 0.K 0.K
09 3522 45 Min. O.K 0O.K O.K
09 3531 45 Min. O.K 0.K O.K
09 3533 45 Min. 0.K 0.K 0.K
09 3531A 45 Min. 0.K 0.K 0.K
09 3542A 45 Min. 0.K 0O.K 0.K |Adjust closer speed & lubricate
09 3558 1.5 Hr. O.K 0.K 0.K
09 3542 45 Min. 0.K 0.K 0.K
09 3512 45 Min. 0.K 0.K 0.K
09 35561 1.5 Hr. O.K 0.K 0O.K |Adjust hines and latch
09 3510 45 Min. 0.K 0.K 0.K
09 3624 45 Min. O.K 0.K 0.K |Adjust closer speed & lubricate
09 3619 45 Min. 0.K 0.K 0.K
09 3630 45 Min. 0.K 0.K 0.K
09 3612 45 Min. 0O.K 0.K 0K
09 3606 45 Min. O.K O.K 0.K  |Adjust cloger speed & lubricate
09 3607 45 Min. 0O.K O.K O.K__|Adjust hinges & closer speed
09 4200 1.5 Hr. 0O.K 0K 0.K
09 4204 1.5 Hr. 0O.K 0.K 0.K
09 4300 1.5 Hr. 0.K 0.K 0.K
09 4402C 45 Min. 0.K 0.K 0.K
09 4403A 45 Min. 0.K 0.K 0O.K
09 4403B 45 Min. 0.K 0.K 0.K
09 4403C 45 Min. 0.K 0.K 0.K
09 4404 1.5 Hr. 0.K 0.K O.K
09 4402 1.5 Hr. 0.K 0.K 0.K
09 4402B 1.5 Hr. 0.K 0.K 0.K
09 4411 1.5 Hr. 0.K 0.K 0.K
09 4411B 1.5 Hr. 0.K 0.K O.K
09 4411C 45 Min. 0.K 0.K 0.K
09 4411D 45 Min. 0.K 0.K 0.K
09 4-D 1.5 Hr. 0.K 0.K 0.K
09 4-F 1.5 Hr. 0.K 0.K 0.K
09 4203 1.5 Hr. 0.K 0.K 0.K
09 4202 1.5 Hr. 0.K 0.K 0.K
09 4-G 1.5 Hr. 0.K 0.K 0.K
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FIRE DOOR INSPECTION REPORT:

Inspected by: D. Gletner/M.Patel
Date: 4/17/01

Building |Door Rating/Hr. [Vertical |Door Latching & REMARKS
Number _|Number Gap Undercut |Closing
8 331 — " —
8 1331A F v F Adjust Gap. Repair closure arm
8 F — — Double door by rm. 1390. Adjust Gap.
8 1302 o — —
8 13308 v | -
8 1330A Al " —
8 1329 F — F Adjust closure.
8 2172 — " — Relaminate edges of the door.
8 2173 (e —
8 3131 |V | e
8 3152 — | |
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FIRE DOOR INSPECTION REPORT:

Inspected by: D. Gletner/M.Patel
Date: 4/17/01

Building |Door Rating/Hr. |Vertical  |Door Latching & REMARKS
Number [Number Gap Undercut [Closing
8 331 v v el
8 1331A F v F Adjust Gap. Repair closure arm
8 F v ~ Double door by rm. 1390. Adjust Gap.
8 1302 v v v
8 1330B v (Vg |
8 1330A v " v
8 1329 F v F Adjust closure.
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FIRE DOOR INSPECTION REPORT:

Inspected by: D. Gletner/M.Patel
Date: 4/17/01

Building Door Rating/Hr. {Verticai  |Door Latching & REMARKS
Number [Number Gap Undercut |Closing
7 1167 F bl F Won't latch. Adjust Gap
7 1102A v e F Repair closure arm
7 1105 v " F Adjust closure.
7 1103 | v F Adjust closure.
7 1122 . L v
7 1102 ~/ L v
7 2101 v o F Adjust door/closure. Future replace.
7 2101A v 4 v’
7 3101 — o F Adjust Closure.
7 3140 " - / Patch holes in door jamb.
7 4001A B Vv
7 4101 “ ’ v Fill holes in jamb & the door.
7 4139 v — v
240 v Adjust door. Too much gap.
v F Across from Rm. 234. Door overlaps
L/ v v |Across from Rm.261
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