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DH NNMC-64 DOOR 45 Min L106
DH NNMC-64 DOOR 45 Min L108
DH NNMC-64 DOOR 90 Min L111A
DH NNMC-64 DOOR 90 Min L111B
DH NNMC-64 DOOR 45 Min 104
DH NNMC-64 DOOR 20 Min 112
DH NNMC-64 DOOR 20 Min 113
DH NNMC-64 DOOR 45 Min 114
DH NNMC-64 DOOR 45 Min 131
DH NNMC-64 DOOR 20 Min 133
DH NNMC-64 DOOR 45 Min 138
DH NNMC-64 DOOR 45 Min 144
DH NNMC-64 DOOR 45 Min 200
DH NNMC-64 DOOR 20 Min 205
DH NNMC-64 DOOR 45 Min 206
DH NNMC-64 DOOR 20 Min 213
DH NNMC-64 DOOR 20 Min 214
DH NNMC-64 DOOR 45 Min 215
DH NNMC-64 DOOR 20 Min 230
DH NNMC-64 DOOR 20 Min 232
DH NNMC-64 DOOR 45 Min 233
DH NNMC-64 DOOR 20 Min 240
DH NNMC-64 DOOR 45 Min 300
DH NNMC-64 DOOR 20 Min 305
DH NNMC-64 DOOR 45 Min 306
DH NNMC-64 DOOR 20 Min 313
DH NNMC-64 DOOR 20 Min 314
DH NNMC-64 DOOR 45 Min 315
DH NNMC-64 DOOR 45 Min 321
DH NNMC-64 DOOR 20 Min 330
DH NNMC-64 DOOR 20 Min 332
DH NNMC-64 DOOR 45 Min 333
DH NNMC-64 DOOR 20 Min 340
DH NNMC-64 DOOR 45 Min 400
DH NNMC-64 DOOR 20 Min 405
DH NNMC-64 DOOR 45 Min 406
DH NNMC-64 DOOR 20 Min 413
DH NNMC-64 DOOR 20 Min 414
DH NNMC-64 DOOR 45 Min 415
DH NNMC-64 DOOR 20 Min 430
DH NNMC-64 DOOR 20 Min 432
DH NNMC-64 DOOR 45 Min 433
DH NNMC-64 DOOR 20 Min 440
DH NNMC-64 DOOR 45 Min 500
DH NNMC-64 DOOR 20 Min 505
DH NNMC-64 DOOR 45 Min 506
DH NNMC-64 DOOR 20 Min 513
DH NNMC-64 DOOR 20 Min 514
DH NNMC-64 DOOR 20 Min 515
DH NNMC-64 DOOR 20 Min 518
DH NNMC-64 DOOR 20 Min 524
DH NNMC-64 DOOR 45 Min 526
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DH NNMC-64 DOOR 45 Min 600
DH NNMC-64 DOOR 20 Min 605
DH NNMC-64 DOOR 45 Min 606
DH NNMC-64 DOOR 20 Min 613
DH NNMC-64 DOOR 20 Min 614
DH NNMC-64 DOOR 20 Min 615
DH NNMC-64 DOOR 20 Min 618
DH NNMC-64 DOOR 20 Min 624
DH NNMC-64 DOOR 45 Min 626
DH NNMC-64 DOOR 45 Min 700
DH NNMC-64 DOOR 20 Min 705
DH NNMC-64 DOOR 45 Min 706
DH NNMC-64 DOOR 20 Min 713
DH NNMC-64 DOOR 20 Min 714
DH NNMC-64 DOOR 20 Min 715
DH NNMC-64 DOOR 20 Min 718
DH NNMC-64 DOOR 20 Min 724
DH NNMC-64 DOOR 45 Min 726
DH NNMC-64 DOOR 20 Min 106
DH NNMC-64 DOOR 20 Min 107
DH NNMC-64 DOOR 20 Min 106/107
DH NNMC-64 DOOR 20 Min 137
DH NNMC-64 DOOR 20 Min 138
DH NNMC-64 DOOR 20 Min 137/138
DH NNMC-64 DOOR 20 Min 108
DH NNMC-64 DOOR 20 Min 109
DH NNMC-64 DOOR 20 Min 110
DH NNMC-64 DOOR 20 Min 109/110
DH NNMC-64 DOOR 20 Min 134
DH NNMC-64 DOOR 20 Min 135
DH NNMC-64 DOOR 20 Min 134/135
DH NNMC-64 DOOR 20 Min 136
DH NNMC-64 DOOR 20 Min 115
DH NNMC-64 DOOR 20 Min 116
DH NNMC-64 DOOR 20 Min 115/116
DH NNMC-64 DOOR 20 Min 117
DH NNMC-64 DOOR 20 Min 118
DH NNMC-64 DOOR 20 Min 119
DH NNMC-64 DOOR 20 Min 118/119
DH NNMC-64 DOOR 20 Min 122
DH NNMC-64 DOOR 20 Min 123
DH NNMC-64 DOOR 20 Min 122/123
DH NNMC-64 DOOR 20 Min 124
DH NNMC-64 DOOR 20 Min 125
DH NNMC-64 DOOR 20 Min 126
DH NNMC-64 DOOR 20 Min 125/126
DH NNMC-64 DOOR 20 Min 127
DH NNMC-64 DOOR 20 Min 128
DH NNMC-64 DOOR 20 Min 129
DH NNMC-64 DOOR 20 Min 128/129
DH NNMC-64 DOOR 20 Min 203
DH NNMC-64 DOOR 20 Min 204
DH NNMC-64 DOOR 20 Min 203/204
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DH NNMC-64 DOOR 20 Min 207
DH NNMC-64 DOOR 20 Min 208
DH NNMC-64 DOOR 20 Min 207/208
DH NNMC-64 DOOR 20 Min 238
DH NNMC-64 DOOR 20 Min 239
DH NNMC-64 DOOR 20 Min 238/239
DH NNMC-64 DOOR 20 Min 242
DH NNMC-64 DOOR 20 Min 243
DH NNMC-64 DOOR 20 Min 242/243
DH NNMC-64 DOOR 20 Min 244
DH NNMC-64 DOOR 20 Min 209
DH NNMC-64 DOOR 20 Min 210
DH NNMC-64 DOOR 20 Min 211
DH NNMC-64 DOOR 20 Min 210/211
DH NNMC-64 DOOR 20 Min 235
DH NNMC-64 DOOR 20 Min 236
DH NNMC-64 DOOR 20 Min 235/236
DH NNMC-64 DOOR 20 Min 237
DH NNMC-64 DOOR 20 Min 216
DH NNMC-64 DOOR 20 Min 217
DH NNMC-64 DOOR 20 Min 216/217
DH NNMC-64 DOOR 20 Min 218
DH NNMC-64 DOOR 20 Min 219
DH NNMC-64 DOOR 20 Min 220
DH NNMC-64 DOOR 20 Min 219/220
DH NNMC-64 DOOR 20 Min 222
DH NNMC-64 DOOR 20 Min 223
DH NNMC-64 DOOR 20 Min 222/223
DH NNMC-64 DOOR 20 Min 224
DH NNMC-64 DOOR 20 Min 225
DH NNMC-64 DOOR 20 Min 226
DH NNMC-64 DOOR 20 Min 225/226
DH NNMC-64 DOOR 20 Min 227
DH NNMC-64 DOOR 20 Min 228
DH NNMC-64 DOOR 20 Min 229
DH NNMC-64 DOOR 20 Min 228/229
DH NNMC-64 DOOR 20 Min 302
DH NNMC-64 DOOR 20 Min 303
DH NNMC-64 DOOR 20 Min 304
DH NNMC-64 DOOR 20 Min 303/304
DH NNMC-64 DOOR 20 Min 307
DH NNMC-64 DOOR 20 Min 308
DH NNMC-64 DOOR 20 Min 307/308
DH NNMC-64 DOOR 20 Min 338
DH NNMC-64 DOOR 20 Min 339
DH NNMC-64 DOOR 20 Min 338/339
DH NNMC-64 DOOR 20 Min 342
DH NNMC-64 DOOR 20 Min 343
DH NNMC-64 DOOR 20 Min 342/343
DH NNMC-64 DOOR 20 Min 344
DH NNMC-64 DOOR 20 Min 309
DH NNMC-64 DOOR 20 Min 310
DH NNMC-64 DOOR 20 Min 311
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DH NNMC-64 DOOR 20 Min 310/311
DH NNMC-64 DOOR 20 Min 335
DH NNMC-64 DOOR 20 Min 336
DH NNMC-64 DOOR 20 Min 335/336
DH NNMC-64 DOOR 20 Min 337
DH NNMC-64 DOOR 20 Min 316
DH NNMC-64 DOOR 20 Min 317
DH NNMC-64 DOOR 20 Min 316/317
DH NNMC-64 DOOR 20 Min 318
DH NNMC-64 DOOR 20 Min 319
DH NNMC-64 DOOR 20 Min 320
DH NNMC-64 DOOR 20 Min 319/320
DH NNMC-64 DOOR 20 Min 322
DH NNMC-64 DOOR 20 Min 323
DH NNMC-64 DOOR 20 Min 322/323
DH NNMC-64 DOOR 20 Min 324
DH NNMC-64 DOOR 20 Min 325
DH NNMC-64 DOOR 20 Min 326
DH NNMC-64 DOOR 20 Min 325/326
DH NNMC-64 DOOR 20 Min 327
DH NNMC-64 DOOR 20 Min 328
DH NNMC-64 DOOR 20 Min 329
DH NNMC-64 DOOR 20 Min 328/329
DH NNMC-64 DOOR 20 Min 402
DH NNMC-64 DOOR 20 Min 403
DH NNMC-64 DOOR 20 Min 404
DH NNMC-64 DOOR 20 Min 403/404
DH NNMC-64 DOOR 20 Min 407
DH NNMC-64 DOOR 20 Min 408
DH NNMC-64 DOOR 20 Min 407/408
DH NNMC-64 DOOR 20 Min 438
DH NNMC-64 DOOR 20 Min 439
DH NNMC-64 DOOR 20 Min 438/439
DH NNMC-64 DOOR 20 Min 442
DH NNMC-64 DOOR 20 Min 443
DH NNMC-64 DOOR 20 Min 442/443
DH NNMC-64 DOOR 20 Min 444
DH NNMC-64 DOOR 20 Min 409
DH NNMC-64 DOOR 20 Min 410
DH NNMC-64 DOOR 20 Min 411
DH NNMC-64 DOOR 20 Min 410/411
DH NNMC-64 DOOR 20 Min 435
DH NNMC-64 DOOR 20 Min 436
DH NNMC-64 DOOR 20 Min 435/436
DH NNMC-64 DOOR 20 Min 437
DH NNMC-64 DOOR 20 Min 416
DH NNMC-64 DOOR 20 Min 417
DH NNMC-64 DOOR 20 Min 416/417
DH NNMC-64 DOOR 20 Min 418
DH NNMC-64 DOOR 20 Min 419
DH NNMC-64 DOOR 20 Min 420
DH NNMC-64 DOOR 20 Min 419/420
DH NNMC-64 DOOR 20 Min 422
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DH NNMC-64 DOOR 20 Min 423
DH NNMC-64 DOOR 20 Min 422/423
DH NNMC-64 DOOR 20 Min 424
DH NNMC-64 DOOR 20 Min 425
DH NNMC-64 DOOR 20 Min 426
DH NNMC-64 DOOR 20 Min 425/426
DH NNMC-64 DOOR 20 Min 427
DH NNMC-64 DOOR 20 Min 428
DH NNMC-64 DOOR 20 Min 429
DH NNMC-64 DOOR 20 Min 428/429
DH NNMC-64 DOOR 20 Min 502
DH NNMC-64 DOOR 20 Min 503
DH NNMC-64 DOOR 20 Min 504
DH NNMC-64 DOOR 20 Min 503/504
DH NNMC-64 DOOR 20 Min 507
DH NNMC-64 DOOR 20 Min 508
DH NNMC-64 DOOR 20 Min 507/508
DH NNMC-64 DOOR 20 Min 522
DH NNMC-64 DOOR 20 Min 523
DH NNMC-64 DOOR 20 Min 522/523
DH NNMC-64 DOOR 20 Min 527
DH NNMC-64 DOOR 20 Min 528
DH NNMC-64 DOOR 20 Min 527/528
DH NNMC-64 DOOR 20 Min 529
DH NNMC-64 DOOR 20 Min 509
DH NNMC-64 DOOR 20 Min 510
DH NNMC-64 DOOR 20 Min 511
DH NNMC-64 DOOR 20 Min 510/511
DH NNMC-64 DOOR 20 Min 512
DH NNMC-64 DOOR 20 Min 519
DH NNMC-64 DOOR 20 Min 520
DH NNMC-64 DOOR 20 Min 519/520
DH NNMC-64 DOOR 20 Min 521
DH NNMC-64 DOOR 20 Min 517
DH NNMC-64 DOOR 20 Min 602
DH NNMC-64 DOOR 20 Min 603
DH NNMC-64 DOOR 20 Min 604
DH NNMC-64 DOOR 20 Min 603/604
DH NNMC-64 DOOR 20 Min 607
DH NNMC-64 DOOR 20 Min 608
DH NNMC-64 DOOR 20 Min 607/608
DH NNMC-64 DOOR 20 Min 622
DH NNMC-64 DOOR 20 Min 623
DH NNMC-64 DOOR 20 Min 622/623
DH NNMC-64 DOOR 20 Min 627
DH NNMC-64 DOOR 20 Min 628
DH NNMC-64 DOOR 20 Min 627/628
DH NNMC-64 DOOR 20 Min 629
DH NNMC-64 DOOR 20 Min 609
DH NNMC-64 DOOR 20 Min 610
DH NNMC-64 DOOR 20 Min 611
DH NNMC-64 DOOR 20 Min 610/611
DH NNMC-64 DOOR 20 Min 612
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DH NNMC-64 DOOR 20 Min 619
DH NNMC-64 DOOR 20 Min 620
DH NNMC-64 DOOR 20 Min 619/620
DH NNMC-64 DOOR 20 Min 621
DH NNMC-64 DOOR 20 Min 617
DH NNMC-64 DOOR 20 Min 702
DH NNMC-64 DOOR 20 Min 703
DH NNMC-64 DOOR 20 Min 704
DH NNMC-64 DOOR 20 Min 703/704
DH NNMC-64 DOOR 20 Min 707
DH NNMC-64 DOOR 20 Min 708
DH NNMC-64 DOOR 20 Min 707/708
DH NNMC-64 DOOR 20 Min 722
DH NNMC-64 DOOR 20 Min 723
DH NNMC-64 DOOR 20 Min 722/723
DH NNMC-64 DOOR 20 Min 727
DH NNMC-64 DOOR 20 Min 728
DH NNMC-64 DOOR 20 Min 727/728
DH NNMC-64 DOOR 20 Min 729
DH NNMC-64 DOOR 20 Min 709
DH NNMC-64 DOOR 20 Min 710
DH NNMC-64 DOOR 20 Min 711
DH NNMC-64 DOOR 20 Min 710/711
DH NNMC-64 DOOR 20 Min 712
DH NNMC-64 DOOR 20 Min 719
DH NNMC-64 DOOR 20 Min 720
DH NNMC-64 DOOR 20 Min 719/720
DH NNMC-64 DOOR 20 Min 721
DH NNMC-64 DOOR 20 Min 717
DH NNMC-64 DOOR 90 Min S101
DH NNMC-64 DOOR 90 Min S103
DH NNMC-64 DOOR 90 Min S105
DH NNMC-64 DOOR 90 Min S106
DH NNMC-64 DOOR 90 Min S107
DH NNMC-64 DOOR 90 Min S108
DH NNMC-64 DOOR 90 Min S109
DH NNMC-64 DOOR 90 Min S110
DH NNMC-64 DOOR 90 Min S111
DH NNMC-64 DOOR 90 Min S112
DH NNMC-64 DOOR 90 Min S113
DH NNMC-64 DOOR 90 Min S114
DH NNMC-64 DOOR 90 Min S115
DH NNMC-64 DOOR 90 Min S117
DH NNMC-64 DOOR 90 Min S119
DH NNMC-64 DOOR 90 Min S120
DH NNMC-64 DOOR 90 Min S121
DH NNMC-64 DOOR 90 Min S122
DH NNMC-64 DOOR 90 Min S123
DH NNMC-64 DOOR Automatic Sliding Door 100B
DH NNMC-64 DOOR Automatic Sliding Door 121B
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Region NNMC-65-FDR-10.3 NNMC-65 DOOR DOOR - Fire Door 101
Region NNMC-65-FDR-11.3 NNMC-65 DOOR DOOR - Fire Door 102
Region NNMC-65-FDR-12.3 NNMC-65 DOOR DOOR - Fire Door 103
Region NNMC-65-FDR-13.3 NNMC-65 DOOR DOOR - Fire Door 104
Region NNMC-65-FDR-14.3 NNMC-65 DOOR DOOR - Fire Door 105
Region NNMC-65-FDR-15.3 NNMC-65 DOOR DOOR - Fire Door 106
Region NNMC-65-FDR-16.3 NNMC-65 DOOR DOOR - Fire Door 107
Region NNMC-65-FDR-17.3 NNMC-65 DOOR DOOR - Fire Door 108
Region NNMC-65-FDR-18.3 NNMC-65 DOOR DOOR - Fire Door 109
Region NNMC-65-FDR-19.3 NNMC-65 DOOR DOOR - Fire Door 110
Region NNMC-65-FDR-20.3 NNMC-65 DOOR DOOR - Fire Door 111
Region NNMC-65-FDR-21.3 NNMC-65 DOOR DOOR - Fire Door 112
Region NNMC-65-FDR-28.3 NNMC-65 DOOR DOOR - Fire Door 201
Region NNMC-65-FDR-29.3 NNMC-65 DOOR DOOR - Fire Door 202
Region NNMC-65-FDR-30.3 NNMC-65 DOOR DOOR - Fire Door 203
Region NNMC-65-FDR-31.3 NNMC-65 DOOR DOOR - Fire Door 204
Region NNMC-65-FDR-32.3 NNMC-65 DOOR DOOR - Fire Door 205
Region NNMC-65-FDR-33.3 NNMC-65 DOOR DOOR - Fire Door 206
Region NNMC-65-FDR-34.3 NNMC-65 DOOR DOOR - Fire Door 207
Region NNMC-65-FDR-35.3 NNMC-65 DOOR DOOR - Fire Door 208
Region NNMC-65-FDR-36.3 NNMC-65 DOOR DOOR - Fire Door 209
Region NNMC-65-FDR-8.3 NNMC-65 DOOR DOOR - Fire Door 1ST FLOOR CLOSET
Region NNMC-65-FDR-7.3 NNMC-65 DOOR DOOR - Fire Door 1ST FLOOR GUEST
Region NNMC-65-FDR-9.3 NNMC-65 DOOR DOOR - Fire Door 1ST FLOOR OFFICE
Region NNMC-65-FDR-26.3 NNMC-65 DOOR DOOR - Fire Door 2ND FLOOR CLOSET1
Region NNMC-65-FDR-27.3 NNMC-65 DOOR DOOR - Fire Door 2ND FLOOR CLOSET2
Region NNMC-65-FDR-22.3 NNMC-65 DOOR DOOR - Fire Door EAST FIRE STAIR 1ST
Region NNMC-65-FDR-24.3 NNMC-65 DOOR DOOR - Fire Door EAST FIRE STAIR 2ND
Region NNMC-65-FDR-4.3 NNMC-65 DOOR DOOR - Fire Door EAST HALLWAY1
Region NNMC-65-FDR-6.3 NNMC-65 DOOR DOOR - Fire Door EAST HALLWAY2
Region NNMC-65-FDR-1.3 NNMC-65 DOOR DOOR - Fire Door KITCHEN
Region NNMC-65-FDR-2.3 NNMC-65 DOOR DOOR - Fire Door LAUNDRY ROOM
Region NNMC-65-FDR-37.3 NNMC-65 DOOR DOOR - Fire Door MECH ROOM EAST
Region NNMC-65-FDR-38.3 NNMC-65 DOOR DOOR - Fire Door MECH ROOM WEST
Region NNMC-65-FDR-39.3 NNMC-65 DOOR DOOR - Fire Door MEP ROOM
Region NNMC-65-FDR-23.3 NNMC-65 DOOR DOOR - Fire Door WEST FIRE STAIR 1ST
Region NNMC-65-FDR-25.3 NNMC-65 DOOR DOOR - Fire Door WEST FIRE STAIR 2ND
Region NNMC-65-FDR-3.3 NNMC-65 DOOR DOOR - Fire Door WEST HALLWAY1
Region NNMC-65-FDR-5.3 NNMC-65 DOOR DOOR - Fire Door WEST HALLWAY2
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Region NNMC-66-FDR-10.4 NNMC-66 DOOR DOOR - Fire Door 101

Region NNMC-66-FDR-11.4 NNMC-66 DOOR DOOR - Fire Door 102

Region NNMC-66-FDR-12.4 NNMC-66 DOOR DOOR - Fire Door 103

Region NNMC-66-FDR-13.4 NNMC-66 DOOR DOOR - Fire Door 104

Region NNMC-66-FDR-14.4 NNMC-66 DOOR DOOR - Fire Door 105

Region NNMC-66-FDR-15.4 NNMC-66 DOOR DOOR - Fire Door 106

Region NNMC-66-FDR-16.4 NNMC-66 DOOR DOOR - Fire Door 107

Region NNMC-66-FDR-17.4 NNMC-66 DOOR DOOR - Fire Door 108

Region NNMC-66-FDR-18.4 NNMC-66 DOOR DOOR - Fire Door 109

Region NNMC-66-FDR-19.4 NNMC-66 DOOR DOOR - Fire Door 110

Region NNMC-66-FDR-20.4 NNMC-66 DOOR DOOR - Fire Door 111

Region NNMC-66-FDR-21.4 NNMC-66 DOOR DOOR - Fire Door 112

Region NNMC-66-FDR-28.4 NNMC-66 DOOR DOOR - Fire Door 201

Region NNMC-66-FDR-29.4 NNMC-66 DOOR DOOR - Fire Door 202

Region NNMC-66-FDR-30.4 NNMC-66 DOOR DOOR - Fire Door 203

Region NNMC-66-FDR-31.4 NNMC-66 DOOR DOOR - Fire Door 204

Region NNMC-66-FDR-32.4 NNMC-66 DOOR DOOR - Fire Door 205

Region NNMC-66-FDR-33.4 NNMC-66 DOOR DOOR - Fire Door 206

Region NNMC-66-FDR-34.4 NNMC-66 DOOR DOOR - Fire Door 207

Region NNMC-66-FDR-35.4 NNMC-66 DOOR DOOR - Fire Door 208
Region NNMC-66-FDR-36.4 NNMC-66 DOOR DOOR - Fire Door 209
Region NNMC-66-FDR-8.4 NNMC-66 DOOR DOOR - Fire Door 1ST FLOOR CLOSET
Region NNMC-66-FDR-7.4 NNMC-66 DOOR DOOR - Fire Door 1ST FLOOR GUEST
Region NNMC-66-FDR-9.4 NNMC-66 DOOR DOOR - Fire Door 1ST FLOOR OFFICE
Region NNMC-66-FDR-26.4 NNMC-66 DOOR DOOR - Fire Door 2ND FLOOR CLOSET1
Region NNMC-66-FDR-27.4 NNMC-66 DOOR DOOR - Fire Door 2ND FLOOR CLOSET2
Region NNMC-66-FDR-22.4 NNMC-66 DOOR DOOR - Fire Door EAST FIRE STAIR 1ST
Region NNMC-66-FDR-24.4 NNMC-66 DOOR DOOR - Fire Door EAST FIRE STAIR 2ND
Region NNMC-66-FDR-4.4 NNMC-66 DOOR DOOR - Fire Door EAST HALLWAY1
Region NNMC-66-FDR-6.4 NNMC-66 DOOR DOOR - Fire Door EAST HALLWAY2
Region NNMC-66-FDR-1.4 NNMC-66 DOOR DOOR - Fire Door KITCHEN
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Region NNMC-66-FDR-2.4 NNMC-66 DOOR DOOR - Fire Door LAUNDRY ROOM
Region NNMC-66-FDR-37.4 NNMC-66 DOOR DOOR - Fire Door MECH ROOM EAST
Region NNMC-66-FDR-38.4 NNMC-66 DOOR DOOR - Fire Door MECH ROOM WEST
Region NNMC-66-FDR-39.4 NNMC-66 DOOR DOOR - Fire Door MEP ROOM
Region NNMC-66-FDR-23.4 NNMC-66 DOOR DOOR - Fire Door WEST FIRE STAIR 1ST
Region NNMC-66-FDR-25.4 NNMC-66 DOOR DOOR - Fire Door WEST FIRE STAIR 2ND
Region NNMC-66-FDR-3.4 NNMC-66 DOOR DOOR - Fire Door WEST HALLWAY1
Region NNMC-66-FDR-5.4 NNMC-66 DOOR DOOR - Fire Door WEST HALLWAY2
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Region NNMC-67-FDR-10.5 NNMC-67 DOOR DOOR - Fire Door 101
Region NNMC-67-FDR-11.5 NNMC-67 DOOR DOOR - Fire Door 102
Region NNMC-67-FDR-12.5 NNMC-67 DOOR DOOR - Fire Door 103
Region NNMC-67-FDR-13.5 NNMC-67 DOOR DOOR - Fire Door 104
Region NNMC-67-FDR-14.5 NNMC-67 DOOR DOOR - Fire Door 105
Region NNMC-67-FDR-15.5 NNMC-67 DOOR DOOR - Fire Door 106
Region NNMC-67-FDR-16.5 NNMC-67 DOOR DOOR - Fire Door 107
Region NNMC-67-FDR-17.5 NNMC-67 DOOR DOOR - Fire Door 108
Region NNMC-67-FDR-18.5 NNMC-67 DOOR DOOR - Fire Door 109
Region NNMC-67-FDR-19.5 NNMC-67 DOOR DOOR - Fire Door 110
Region NNMC-67-FDR-20.5 NNMC-67 DOOR DOOR - Fire Door 111
Region NNMC-67-FDR-21.5 NNMC-67 DOOR DOOR - Fire Door 112
Region NNMC-67-FDR-28.5 NNMC-67 DOOR DOOR - Fire Door 201
Region NNMC-67-FDR-29.5 NNMC-67 DOOR DOOR - Fire Door 202
Region NNMC-67-FDR-30.5 NNMC-67 DOOR DOOR - Fire Door 203
Region NNMC-67-FDR-31.5 NNMC-67 DOOR DOOR - Fire Door 204
Region NNMC-67-FDR-32.5 NNMC-67 DOOR DOOR - Fire Door 205
Region NNMC-67-FDR-33.5 NNMC-67 DOOR DOOR - Fire Door 206
Region NNMC-67-FDR-34.5 NNMC-67 DOOR DOOR - Fire Door 207
Region NNMC-67-FDR-35.5 NNMC-67 DOOR DOOR - Fire Door 208
Region NNMC-67-FDR-36.5 NNMC-67 DOOR DOOR - Fire Door 209
Region NNMC-67-FDR-8.5 NNMC-67 DOOR DOOR - Fire Door 1ST FLOOR CLOSET
Region NNMC-67-FDR-7.5 NNMC-67 DOOR DOOR - Fire Door 1ST FLOOR GUEST
Region NNMC-67-FDR-9.5 NNMC-67 DOOR DOOR - Fire Door 1ST FLOOR OFFICE
Region NNMC-67-FDR-26.5 NNMC-67 DOOR DOOR - Fire Door 2ND FLOOR CLOSET1
Region NNMC-67-FDR-27.5 NNMC-67 DOOR DOOR - Fire Door 2ND FLOOR CLOSET2
Region NNMC-67-FDR-22.5 NNMC-67 DOOR DOOR - Fire Door EAST FIRE STAIR 1ST
Region NNMC-67-FDR-24.5 NNMC-67 DOOR DOOR - Fire Door EAST FIRE STAIR 2ND
Region NNMC-67-FDR-4.5 NNMC-67 DOOR DOOR - Fire Door EAST HALLWAY1
Region NNMC-67-FDR-6.5 NNMC-67 DOOR DOOR - Fire Door EAST HALLWAY2
Region NNMC-67-FDR-1.5 NNMC-67 DOOR DOOR - Fire Door KITCHEN
Region NNMC-67-FDR-2.5 NNMC-67 DOOR DOOR - Fire Door LAUNDRY ROOM
Region NNMC-67-FDR-37.5 NNMC-67 DOOR DOOR - Fire Door MECH ROOM EAST
Region NNMC-67-FDR-38.5 NNMC-67 DOOR DOOR - Fire Door MECH ROOM WEST
Region NNMC-67-FDR-39.5 NNMC-67 DOOR DOOR - Fire Door MEP ROOM
Region NNMC-67-FDR-23.5 NNMC-67 DOOR DOOR - Fire Door WEST FIRE STAIR 1ST
Region NNMC-67-FDR-25.5 NNMC-67 DOOR DOOR - Fire Door WEST FIRE STAIR 2ND
Region NNMC-67-FDR-3.5 NNMC-67 DOOR DOOR - Fire Door WEST HALLWAY1
Region NNMC-67-FDR-5.5 NNMC-67 DOOR DOOR - Fire Door WEST HALLWAY2
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Operation
DH NNMC-68 DOOR 90 Min 106P Carp
DH NNMC-68 DOOR 90 Min 202P Carp
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Region NNMC-87 DOOR
Automatic Door 
Operator 100

Region NNMC-87 DOOR
Automatic Door 
Operator 101

Region NNMC-87 DOOR 45 Minute Firedoor 125A

Region NNMC-87 DOOR 45 Minute Firedoor 126

Region NNMC-87 DOOR 45 Minute Firedoor 211
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Partition Type Plan Room # Room # Door # MO# Room Discription
1 Smoke Partition / Resistive A 2592 STORAGE ROOM

3 Hour Fire Barrier A NONE
2 2 Hour Fire Barrier A 2591 CORRIDOR
3 2591A STAIR
4 2591A STAIR
5 2577 STAIR
6 2526 M.E.R.
7 1 Hour Fire Barrier A 2567 STORAGE
8 2573 STORAGE
9 2574 STORAGE

2-Hour Smoke Barrier A NONE
1 Hour Smoke Barrier A NONE
Smoke Partition / Resistive B NONE
3 Hour Fire Barrier B NONE

10 2 Hour Fire Barrier B 2504A STAIR
11 2518 COMM CLOSET
12 2504B STAIR
13 2504D M.E.R.
14 2504E M.E.R.
15 2508 STORAGE
16 2509 VEST.
17 2425 CORRIDOR

1 Hour Fire Barrier B NONE
18 2-Hour Smoke Barrier B 2476 CORRIDOR (2504 to 2476)
19 2515 CORRIDOR (2504 to 2515)
20 2504C STAIR
21 2425 CORRIDOR (2504 to 2425)

1 Hour Smoke Barrier B NONE
Smoke Partition / Resistive C NONE
3 Hour Fire Barrier C NONE

22 2 Hour Fire Barrier C 2430 OFFICE
23 2444 CORRIDOR (2446 TO 2444)
24 2431 STAIR
25 2452 STAIR
26 2451 M.E.R.
27 1 Hour Fire Barrier C 2450 JAN

2-Hour Smoke Barrier C NONE
1 Hour Smoke Barrier C NONE

Total 27

Building 1 - 2nd Floor Plan - Total (Funding Activity Defense Health)
Plan Room #s from existing drawings Refer to individual location sheets shown below



J-1502000-45 Fire Doors and Walls Inventory - Bldg 1, 2nd Floor Totals

Page 14 of 226

Building 1 - 2nd  Floor Plan - Fire Barrier A - FS-002
Partition Type Plan Room # Room # Door # MO# Room Discription

Smoke Partition / Resistive 2592 STORAGE ROOM

3 Hour Fire Barrier NONE

2 Hour Fire Barrier 2591 CORRIDOR
2591A STAIR
2591A STAIR
2577 STAIR
2526 M.E.R.

1 Hour Fire Barrier 2567 STORAGE
2573 STORAGE
2574 STORAGE

2-Hour Smoke Barrier NONE

1 Hour Smoke Barrier NONE



J-1502000-45 Fire Doors and Walls Inventory - Bldg 1, 2nd Floor Totals

Page 15 of 226

Building 1 - 2nd Floor Plan - Fire Barrier B - FS-003
Partition Type Plan Room # Room # Door # MO# Room Discription

Smoke Partition / Resistive NONE

3 Hour Fire Barrier NONE

2 Hour Fire Barrier 2504A STAIR
2518 COMM CLOSET

2504B STAIR
2504D M.E.R.
2504E M.E.R.
2508 STORAGE
2509 VEST.
2425 CORRIDOR

1 Hour Fire Barrier NONE

2-Hour Smoke Barrier 2476 CORRIDOR (2504 to 2476)
2515 CORRIDOR (2504 to 2515)

2504C STAIR
2425 CORRIDOR (2504 to 2425)

1 Hour Smoke Barrier NONE



J-1502000-45 Fire Doors and Walls Inventory - Bldg 1, 2nd Floor Totals

Page 16 of 226

Building 1 - 2nd Floor Plan - Fire Barrier C - FS-004
Partition Type Plan Room # Room # Door # MO# Room Discription

Smoke Partition / Resistive NONE

3 Hour Fire Barrier NONE

2 Hour Fire Barrier 2430 OFFICE
2444 CORRIDOR (2446 TO 2444)
2431 STAIR
2452 STAIR
2451 M.E.R.

1 Hour Fire Barrier 2450 JAN

2-Hour Smoke Barrier NONE

1 Hour Smoke Barrier NONE



J-1502000-45 Fire Doors and Walls Inventory - Bldg 1, 3rd Floor Totals

Page 17 of 226

Partition Type Plan Room # Room # Door # MO# Room Discription
1 Smoke Partition / Resistive A 3530 STORAGE
 3 Hour Fire Barrier A NONE
2 2 Hour Fire Barrier A 3550A STAIR
3 3550B STAIR
4 3435 ELEC. CL.
5 3536 M.E.R.
6 1 Hour Fire Barrier A 3539 STORAGE

2-Hour Smoke Barrier A NONE
1 Hour Smoke Barrier A NONE

7 Smoke Partition / Resistive B 3492 STERILE PROCESSING
8 3306 STERILE PROCESSING

3 Hour Fire Barrier B NONE
9 2 Hour Fire Barrier B 3489 STAIR

10 3495 ELEC. CL.
11 3496 COMM. CL.
12 3488A STAIR
13 3499 M.E.R.
14 3499A M.E.R.
15 3319 CORRIDOR

1 Hour Fire Barrier B NONE
16 2-Hour Smoke Barrier B 3461 CORRIDOR (3488 to 3461)
17 3510 RECEPTION (3488 to 3510)
18 3319 CORRIDOR (3488 to 3319)

1 Hour Smoke Barrier B NONE
Smoke Partition / Resistive C NONE
3 Hour Fire Barrier C NONE

19 2 Hour Fire Barrier C 3455A STAIR
20 3461A STAIR
21 3463 ELEC. CL.
22 3459 M.E.R.
23 1 Hour Fire Barrier C 3468 STORAGE

2-Hour Smoke Barrier C NONE
1 Hour Smoke Barrier C NONE

Total 23

Building 1 - 3rd Floor Plan - Total (Funding Activity Defense Health)
Plan Room #s from existing drawings Refer to individual location sheets shown below



J-1502000-45 Fire Doors and Walls Inventory - Bldg 1, 3rd Floor Totals

Page 18 of 226

Building 1 - 3rd  Floor Plan - Fire Barrier A - FS-005
Partition Type Plan Room # Room # Door # MO# Room Discription

Smoke Partition / Resistive 3530 STORAGE

3 Hour Fire Barrier NONE

2 Hour Fire Barrier 3550A STAIR
3550B STAIR
3435 ELEC. CL.
3536 M.E.R.

1 Hour Fire Barrier 3539 STORAGE

2-Hour Smoke Barrier NONE

1 Hour Smoke Barrier NONE



J-1502000-45 Fire Doors and Walls Inventory - Bldg 1, 3rd Floor Totals

Page 19 of 226

Building 1 - 3rd Floor Plan - Fire Barrier B - FS-006
Partition Type Plan Room # Room # Door # MO# Room Discription

Smoke Partition / Resistive 3492 STERILE PROCESSING
3306 STERILE PROCESSING

3 Hour Fire Barrier NONE

2 Hour Fire Barrier 3489 STAIR
3495 ELEC. CL.
3496 COMM. CL.

3488A STAIR
3499 M.E.R.

3499A M.E.R.
3319 CORRIDOR

1 Hour Fire Barrier NONE

2-Hour Smoke Barrier 3461 CORRIDOR (3488 to 3461)
3510 RECEPTION (3488 to 3510)
3319 CORRIDOR (3488 to 3319)

1 Hour Smoke Barrier NONE



J-1502000-45 Fire Doors and Walls Inventory - Bldg 1, 3rd Floor Totals

Page 20 of 226

Building 1 - 3rd Floor Plan - Fire Barrier C - FS-007
Partition Type Plan Room # Room # Door # MO# Room Discription

Smoke Partition / Resistive NONE

3 Hour Fire Barrier NONE

2 Hour Fire Barrier 3455A STAIR
3461A STAIR
3463 ELEC. CL.
3459 M.E.R.

1 Hour Fire Barrier 3468 STORAGE

2-Hour Smoke Barrier NONE

1 Hour Smoke Barrier NONE



J-1502000-45 Fire Doors and Walls Inventory - Bldg 2, 1st Floor Totals

Page 21 of 226

Partition Type Plan Room # Room # Door # MO# Room Discription
Smoke Partition / Resistive A NONE
3 Hour Fire Barrier A NONE

1 2 Hour Fire Barrier A 1192A STAIR
2 1190A STAIR
3 1189A STAIR
4 1196A STAIR
5 1192 DINING
6 1190 CORRIDOR
7 1196 GALLEY
8 1194 DINING
9 1208 CORRIDOR

1 Hour Fire Barrier A NONE
2-Hour Smoke Barrier A NONE
1 Hour Smoke Barrier A NONE
Smoke Partition / Resistive B NONE
3 Hour Fire Barrier B NONE

10 2 Hour Fire Barrier B 1465 CORRIDOR (1401 to 1465)
11 1392 CORRIDOR (1401 to 1392)
12 1448 PASS/ID OFFICE
13 1401B STAIR
14 1414 OFFICE
15 140? CONFERENCE ROOM
16 1778A MULTI-PURPOSE ROOM
17 1450 WORKROOM
18 1439 BLDG. MAINT
19 1439 BLDG. MAINT
20 1 Hour Fire Barrier B 1440 SECURE STORAGE
21 1425 STORAGE

2-Hour Smoke Barrier B NONE
1 Hour Smoke Barrier B NONE

Total 21

Refer to individual location sheets shown below
Building 2 - 1st Floor Plan - Total (Funding Activity Defense Health)
Plan Room #s from existing drawings



J-1502000-45 Fire Doors and Walls Inventory - Bldg 2, 1st Floor Totals

Page 22 of 226

Building 2 - 1st Floor Plan - Fire Barrier A - FS-008
Partition Type Plan Room # Room # Door # MO# Room Discription

Smoke Partition / Resistive NONE

3 Hour Fire Barrier NONE

2 Hour Fire Barrier 1192A STAIR
1190A STAIR
1189A STAIR
1196A STAIR
1192 DINING
1190 CORRIDOR
1196 GALLEY
1194 DINING
1208 CORRIDOR

1 Hour Fire Barrier NONE

2-Hour Smoke Barrier NONE

1 Hour Smoke Barrier NONE



J-1502000-45 Fire Doors and Walls Inventory - Bldg 2, 1st Floor Totals

Page 23 of 226

Building 2 - 1st Floor Plan - Fire Barrier B - FS-009
Partition Type Plan Room # Room # Door # MO# Room Discription

Smoke Partition / Resistive NONE

3 Hour Fire Barrier NONE

2 Hour Fire Barrier 1465 CORRIDOR (1401 to 1465)
1392 CORRIDOR (1401 to 1392)
1448 PASS/ID OFFICE

1401B STAIR
1414 OFFICE
140? CONFERENCE ROOM

1778A MULTI-PURPOSE ROOM
1450 WORKROOM
1439 BLDG. MAINT
1439 BLDG. MAINT

1 Hour Fire Barrier 1440 SECURE STORAGE
1425 STORAGE

2-Hour Smoke Barrier NONE

1 Hour Smoke Barrier NONE



Partition Type Plan Room # Room # Door # MO# Room Discription
Smoke Partition / Resistive A NONE
3 Hour Fire Barrier A NONE

1 2 Hour Fire Barrier A 2151A STAIR
2 2151B STAIR
3 2154B STAIR
4 2154A STAIR

1 Hour Fire Barrier A NONE
5 2-Hour Smoke Barrier A 2152 COMM. RM.
6 2153 M.E.R.

1 Hour Smoke Barrier A NONE
7 Smoke Partition / Resistive B 2336 EX-CLEAN UTILITY
8 2407 STORAGE SRE01
9 2403A COPY RPR01

10 2600
HEALTH RECORDS FILE 
ROOM

11 2600
HEALTH RECORDS FILE 
ROOM

12 2600
HEALTH RECORDS FILE 
ROOM

3 Hour Fire Barrier B NONE
13 2 Hour Fire Barrier B 2310 CORRIDOR (2301 to 2310)
14 2291 CORRIDOR (2301 to 2291)
15 2302 STAIR

1 Hour Fire Barrier B NONE
2-Hour Smoke Barrier B NONE
1 Hour Smoke Barrier B NONE

Total 15

Refer to individual location sheets shown below
Building 2 - 2nd Floor Plan - Total (Funding Activity Defense Health)
Plan Room #s from existing drawings



Building 2 - 2nd Floor Plan - Fire Barrier A - FS-010
Partition Type Plan Room # Room # Door # MO# Room Discription

Smoke Partition / Resistive NONE

3 Hour Fire Barrier NONE

2 Hour Fire Barrier 2151A STAIR
2151B STAIR
2154B STAIR
2154A STAIR

1 Hour Fire Barrier NONE

2-Hour Smoke Barrier 2152 COMM. RM.
2153 M.E.R.

1 Hour Smoke Barrier NONE



Building 2 - 2nd Floor Plan - Fire Barrier B - FS-011
Partition Type Plan Room # Room # Door # MO# Room Discription

Smoke Partition / Resistive 2336 EX-CLEAN UTILITY
2407 STORAGE SRE01

2403A COPY RPR01

2600
HEALTH RECORDS FILE 
ROOM

2600
HEALTH RECORDS FILE 
ROOM

2600
HEALTH RECORDS FILE 
ROOM

3 Hour Fire Barrier NONE

2 Hour Fire Barrier 2310 CORRIDOR (2301 to 2310)
2291 CORRIDOR (2301 to 2291)
2302 STAIR

1 Hour Fire Barrier NONE

2-Hour Smoke Barrier NONE

1 Hour Smoke Barrier NONE



Partition Type Plan Room # Room # Door # MO# Room Discription
Smoke Partition / Resistive 1st A NONE
3 Hour Fire Barrier 1st A NONE

1 2 Hour Fire Barrier 1st A 1101 ENTRY
2 1101 ENTRY
3 1102 CORRIDOR (1538-C to 1102)
4 1483 FEMALE TOILET
5 1484 MALE TOILET
6 1486 ENTRY
7 1531 ISOLATION ROOM (EXAM 10)
8 1532 PROCEDURE ROOM
9 1102 CORRIDOR (1210 to 1102)
10 1167A CORRIDOR (1210A to 1167)
11 1330 CORRIDOR (1167 to 1330)
12 1171 RECEPTION

1 Hour Fire Barrier 1st A NONE
2-Hour Smoke Barrier 1st A NONE
1 Hour Smoke Barrier 1st A NONE

13 Smoke Partition / Resistive 1st B 1466 STORAGE ROOM
3 Hour Fire Barrier 1st B NONE

14 2 Hour Fire Barrier 1st B 1466 STORAGE
15 1464 CORRIDOR
16 1444 OFFICE
17 1469B CORRIDOR
18 1 Hour Fire Barrier 1st B 1500 WAITING ROOM

2-Hour Smoke Barrier 1st B NONE
1 Hour Smoke Barrier 1st B NONE

19 Smoke Partition / Resistive 2nd 2318 DIRTY SUPPORT USCL1
20 2123 STORAGE
21 2107 STORAGE ROOM
22 2143A STORAGE
23 2143A STORAGE

3 Hour Fire Barrier 2nd NONE
24 2 Hour Fire Barrier 2nd 2664 MER
25 2141 COMM. ROOM
26 2142 LOBBY
27 2122A STAIR

1 Hour Fire Barrier 2nd NONE

Building 7 - 1st Floor Plan - Total (Funding Activity Defense Health)
Plan Room #s from existing drawings Refer to individual location sheets shown below



2-Hour Smoke Barrier 2nd NONE
1 Hour Smoke Barrier 2nd NONE

Total 27



Partition Type Plan Room # Room # Door # MO# Room Discription
1 Smoke Partition / Resistive 2318 DIRTY SUPPORT USCL1
2 2123 STORAGE
3 2107 STORAGE ROOM
4 2143A STORAGE
5 2143A STORAGE

3 Hour Fire Barrier NONE

6 2 Hour Fire Barrier 2664 MER
7 2141 COMM. ROOM
8 2142 LOBBY
9 2122A STAIR

1 Hour Fire Barrier NONE

2-Hour Smoke Barrier NONE

1 Hour Smoke Barrier NONE

No additional sheets included

Building 7 - 2nd Floor Plan - Fire Barrier - FS-014  Total
(Funding Activity Defense Health)
Plan Room #s from existing drawings



Partition Type Plan Room # Room # Door # MO# Room Discription
1 Smoke Partition / Resistive A 1292 STORAGE
2 1319 STORAGE
3 1319 STORAGE
4 1315 STORAGE
5 1315 STORAGE

3 Hour Fire Barrier 1A NONE
6 2 Hour Fire Barrier 1A 1189 CORRIDOR
7 1331J OFFICE
8 1329 CHAPEL
9 1329 CHAPEL
10 1330C VEST
11 1330A STAIR
12 1330B STAIR
13 1330C VEST

1 Hour Fire Barrier 1A NONE
14 2-Hour Smoke Barrier 1A 1234 CORRIDOR
15 1280 CORRIDOR

1 Hour Smoke Barrier 1A NONE
16 Smoke Partition / Resistive 1B 1736 EQUIPMENT
17 1760 CLEAN UTILITY
18 1761 SOILED UTILITY
19 1723 EQUIPMENT

3 Hour Fire Barrier 1B NONE
20 2 Hour Fire Barrier 1B 1356B STAIR (BLDG 4)
21 1359B STAIR (BLDG 4)
22 1328A STAIR (BLDG 4)
23 1328 VESTIBULE (1330 to 1328)
24 1400A TELECOMM
25 1400B ELEC

1 Hour Fire Barrier 1B NONE
26 2-Hour Smoke Barrier 1B 1330 CORRIDOR (1383 to 1330)
27 1700 LASER WAITING
28 1390 CORRIDOR
29 1792 CORRIDOR

1 Hour Smoke Barrier 1B NONE
30 Smoke Partition / Resistive 2A 2202 STR
31 2202 STR

Building 8 - 1st Floor Plan - Total (Funding Activity Defense Health)
Plan Room #s from existing drawings Refer to individual location sheets shown below



32 2255 UTILITY
33 2256 UTILITY

3 Hour Fire Barrier 2A NONE
34 2 Hour Fire Barrier 2A 2151B STAIR
35 2154A STAIR
36 2245 M.E.R.

1 Hour Fire Barrier 2A NONE
37 2-Hour Smoke Barrier 2A 2184 ANAM TESTING
38 2173 CORRIDOR
39 2172 CORRIDOR

1 Hour Smoke Barrier 2A NONE
40 Smoke Partition / Resistive 2B 2222 RECORDS
41 2229A ELECTRICAL
42 2229B JANITOR
43 2229C STORAGE

3 Hour Fire Barrier 2B NONE
44 2 Hour Fire Barrier 2B 2174 CORRIDOR
45 2173 STAIR
46 2244 M.E.R.
47 2221A STAIR

1 Hour Fire Barrier 2B NONE
2-Hour Smoke Barrier 2B NONE
1 Hour Smoke Barrier 2B NONE

48 Smoke Partition / Resistive 3A 3142 STORAGE
49 3143 DIRTY STR

3 Hour Fire Barrier 3A NONE
2 Hour Fire Barrier 3A NONE
1 Hour Fire Barrier 3A NONE

50 2-Hour Smoke Barrier 3A 3131 LOBBY
51 3132 STR
52 3131 LOBBY

1 Hour Smoke Barrier 3A NONE
Smoke Partition / Resistive 3B NONE
3 Hour Fire Barrier 3B NONE

53 2 Hour Fire Barrier 3B 3152A STAIR
1 Hour Fire Barrier 3B NONE
2-Hour Smoke Barrier 3B NONE
1 Hour Smoke Barrier 3B NONE
Smoke Partition / Resistive 4A NONE
3 Hour Fire Barrier 4A NONE

54 2 Hour Fire Barrier 4A 4009B STAIR



55 4121 ELEV LOBBY
1 Hour Fire Barrier 4A NONE
2-Hour Smoke Barrier 4A NONE
1 Hour Smoke Barrier 4A NONE
Smoke Partition / Resistive 4B NONE
3 Hour Fire Barrier 4B NONE

56 2 Hour Fire Barrier 4B 4139A STAIR
1 Hour Fire Barrier 4B NONE
2-Hour Smoke Barrier 4B NONE
1 Hour Smoke Barrier 4B NONE

Total 56



Building 8 - 1st Floor Plan - Fire Barrier A - FS-015
Partition Type Plan Room # Room # Door # MO# Room Discription

Smoke Partition / Resistive 1292 STORAGE
1319 STORAGE
1319 STORAGE
1315 STORAGE
1315 STORAGE

3 Hour Fire Barrier NONE

2 Hour Fire Barrier 1189 CORRIDOR
1331J OFFICE
1329 CHAPEL
1329 CHAPEL

1330C VEST
1330A STAIR
1330B STAIR
1330C VEST

1 Hour Fire Barrier NONE

2-Hour Smoke Barrier 1234 CORRIDOR
1280 CORRIDOR

1 Hour Smoke Barrier



Building 8 - 1st Floor Plan - Fire Barrier B - FS-016
Partition Type Plan Room # Room # Door # MO# Room Discription

Smoke Partition / Resistive 1736 EQUIPMENT
1760 CLEAN UTILITY
1761 SOILED UTILITY
1723 EQUIPMENT

3 Hour Fire Barrier NONE

2 Hour Fire Barrier 1356B STAIR (BLDG 4)
1359B STAIR (BLDG 4)
1328A STAIR (BLDG 4)
1328 VESTIBULE (1330 to 1328)

1400A TELECOMM
1400B ELEC

1 Hour Fire Barrier NONE

2-Hour Smoke Barrier 1330 CORRIDOR (1383 to 1330)
1700 LASER WAITING
1390 CORRIDOR
1792 CORRIDOR

1 Hour Smoke Barrier NONE



Building 8 - 2nd Floor Plan - Fire Barrier A - FS-017
Partition Type Plan Room # Room # Door # MO# Room Discription

Smoke Partition / Resistive 2202 STR
2202 STR
2255 UTILITY
2256 UTILITY

3 Hour Fire Barrier NONE

2 Hour Fire Barrier 2151B STAIR
2154A STAIR
2245 M.E.R.

1 Hour Fire Barrier NONE

2-Hour Smoke Barrier 2184 ANAM TESTING
2173 CORRIDOR
2172 CORRIDOR

1 Hour Smoke Barrier NONE



Building 8 - 2nd Floor Plan - Fire Barrier B - FS-018
Partition Type Plan Room # Room # Door # MO# Room Discription

Smoke Partition / Resistive 2222 RECORDS
2229A ELECTRICAL
2229B JANITOR
2229C STORAGE

3 Hour Fire Barrier NONE

2 Hour Fire Barrier 2174 CORRIDOR
2173 STAIR
2244 M.E.R.

2221A STAIR

1 Hour Fire Barrier NONE

2-Hour Smoke Barrier NONE

1 Hour Smoke Barrier NONE

Building 8 - 3rd Floor Plan - Fire Barrier A - FS-019
Partition Type Plan Room # Room # Door # MO# Room Discription

Smoke Partition / Resistive 3142 STORAGE
3143 DIRTY STR

3 Hour Fire Barrier NONE

2 Hour Fire Barrier NONE



1 Hour Fire Barrier NONE

2-Hour Smoke Barrier 3131 LOBBY
3132 STR
3131 LOBBY

1 Hour Smoke Barrier NONE

Building 8 - 3rd Floor Plan - Fire Barrier B - FS-020
Partition Type Plan Room # Room # Door # MO# Room Discription

Smoke Partition / Resistive NONE

3 Hour Fire Barrier NONE

2 Hour Fire Barrier 3152A STAIR

1 Hour Fire Barrier NONE

2-Hour Smoke Barrier NONE

1 Hour Smoke Barrier NONE

Building 8 - 4th Floor Plan - Fire Barrier A - FS-021
Partition Type Plan Room # Room # Door # MO# Room Discription

Smoke Partition / Resistive NONE



3 Hour Fire Barrier NONE

2 Hour Fire Barrier 4009B STAIR
4121 ELEV LOBBY

1 Hour Fire Barrier NONE

2-Hour Smoke Barrier NONE

1 Hour Smoke Barrier NONE



Building 8 - 4th Floor Plan - Fire Barrier B - FS-021
Partition Type Plan Room # Room # Door # MO# Room Discription

Smoke Partition / Resistive NONE

3 Hour Fire Barrier NONE

2 Hour Fire Barrier 4139A STAIR

1 Hour Fire Barrier NONE

2-Hour Smoke Barrier NONE

1 Hour Smoke Barrier NONE



Partition Type Plan Room # Room # Door # MO# Room Discription

1 Smoke Partition / Resistive A 0825 0825 0825 None Tissue Storage LBTS2
2 0773 0773 0773 None Storage SrS01

3 Hour Fire Barrier A None Found
3 2 Hour Fire Barrier A Stair - A 0874A 0874A M0087 Stair -1 to Corridor Door

4 Stair - A STRWLL 0852 A845802
Stair -A to Lab Area, Int Door 
(PR)

5 Stair - B 0-B 0-B MJ0078 0269 to Stair
6 0236 None 0236 M0060 0253 to 0236
7 0251 0251 0251 None 0253 to 0251
8 Stair - F 0-F 0-F M0139 STRWLL
9 0601 0601 0601 M0143
10 0604 0604 0604 M0141 Electrical Closet
11 0604 0604A 0604A M0140 Electrical Closet
12 0839 0839 0700 M0142 0601 - 0839  Corridor
13 0340 0340 0340 E914720 Offices
14 1 Hour Fire Barrier A 0264 0264 0264 M0070 Store
15 0274 0274 Storage
16 0352 0352 0352 M0137 Office
17 0346 0346 0346 M0135 Office
18 0346 0346 0346A M0136 Office
19 0762 0762 0762 None Elec 1
20 0775 0775 0775 WHI-140814 Gas Cyl Storeroom
21 0763 0763 0763 None Elec 2
22 2 - Hour Smoke Barrier A 0839 0839 0700 MJ0770 Corridor  (Door 0700)
23 1 Hour Smoke Barrier A 0255 0255 0255 MO062 Morgue
24 0274 0274 0274 MJ0902 Storage
25 0353 0353 0353 F-468527 Mech Room
26  0253 Passage 0253 MO065 Corridor (West end)
27 0261 0261 0261 MJ0767 Female Locker
28 0330 0330 0330B AD185988 Galley
29 0263 Passage 0263 MJ0768 0262 to 0263
30 0351 0351B 0351B MJ0769 Receiving and Storage
31 0839 0839 0269 MJ0770 0839 to 0269
32 0758 0758 0758 WHI-116869 Client Services Shipping
33 0814 None 0814 WHI-116846 0815 to 0814

Building 9 - Basement Plan - Total (Funding Activity Defense Health)
Plan Room #s from existing drawings Refer to individual location sheets shown below



34 0760 0759 0760 WHI-116851 0760 to 0814
35 0817 0817 0817 None Staff Lounge
36 0822 None 0822 None 0822 to 0269
37 0791 0791 0791B WHI-116848 0791 to Lab Area

Smoke Partition / Resistive B None Found
3 Hour Fire Barrier B None Found

38 2 Hour Fire Barrier B 0235 0235 0235 M0057 0235 to 0236 (Corridor)
39 0236 0236 0236A MJ0733 0236 to 0246
40 0230 0230 0230 991606 Receiving / Processing
41 0229A 0229A 0229A WHI-212942 Comm Clos
42 0224 0224 0224 929163 Comm Closet
43 0233 0233 0233 WHI-212966 Control Distribution Office
44 0214 Passage 0215 M0018 0215 - 0235
45 0250 0250 0250 WHI-212144 Comm Closet
46 Stair - G Stairwell O-G M0120 Ladderwell
47 0505 0505 0505 None Electrical
48 0317 0317 0317 None Janitor and Storage

1 Hour Fire Barrier B None Found
49 2 - Hour Smoke Barrier B 0238 0238 0238 None Elevator Mach Room
50 0216 0216 0216 None Dispatch
51 0244 0244 0244 None Elec Clos
52 0245 0245 0245 None Elec Clos
53 0247 0247 0247 None Corridor
54 0207 0207 0207 068253-0180 Open Office
55 0506 0506B 0506B MJ0746 Electrical
56 0506 0506 0506 MJ0749 Electrical
57 0506 0506A 0506A MJ0748 Electrical
58 0504 0504 0504 MJ0747 Electrical
59 0300 0300 0300 MJ0752 Corridor ( 0300 to 0235 )
60 0501 0501 0501 E- 914622 Elevator Lobby
61 1 Hour Smoke Barrier B 0215E 0215E 0215E WHI-08427 Staff Break Rm
62 0215D 0215D 0215D 991600 Breakout Receiving
63  0214 0214 0214 None Corridor

64 0380 0380 0380A MJ0745 Tray Service and Cart Storage

65 0380 0380 0380A MJ0744 Tray Service and Cart Storage
66 0332 0332 0332 WHI-871094 Electrical

67 0380 0380 0380B MJ0764 Tray and Cart ( 0330 to 0380 )
68 0263 0252 0252 M0060 Corridor



Smoke Partition / Resistive C None Found
3 Hour Fire Barrier C None Found

69 2 Hour Fire Barrier C 0340 0340 0340 E-914720 Office
70 0321 0321 0321 None Cash
71 0306 0306 0306 M0125 Officer Dining
72 0302A 0303 0303 M0124 Main Dining
73 0000 0302 0302 MJ0123 Corridor
74 Stair - H H O-H M0122 Ladderwell
75 Stair - E E O-E A845775 Ladderwell
76 1 Hour Fire Barrier C 0775 0775 0775 WHI-140814 Co2 Storage
77 0341 0341 0341A M0134 Storage inside 0343
78 0323 0323 0323 M0145 Storage
79 2 - Hour Smoke Barrier C 0601 0601 0601 M0143 Elevator Lobby
80 0602 0602 0602 M0150 Female Toilet
81 0603 0603 0603 M0149 Male Toilet
82 0302 0302 0302 MJ0123 Corridor
83 0303 0302A 0303 M0124 Corridor
84 0320 0320 0320 E262775 Corridor
85 1 Hour Smoke Barrier C 0330 0309 0309A AD639633 Food Prep ( 0330 to 0309 )
86 0330 0330 0330B AD185988 Food Prep ( 0330 to 0309 )
87 0340 0340 0340D WHI-024927 Corridor
88  0328 0328 0328 M0129 Elec
89 0305 0305 0305 None Executive Dining
90 0322 0322 0322 WHI-209085 Pantry
91 0325 0325 0325 WHI-755091 Janitors Closet
92 0324 0324 0324 WHI-109367 Soiled Tray
93 0302 0302 0304 MJ0765 Main Dining Room
94 0302A 0302A 0303 None Main Dining Room
95 0000 0000 0302A None Corridor
96 0711 0711 0711/0737 None Corridor  Pathology
97 0729 0729 0729 WHI-116852 Microbiology
98 0724 Dept. Chief  0724 to 0725
99 0711A 0711A 0711A None Corridor

Smoke Partition / Resistive D None Found
3 Hour Fire Barrier D None Found

100 2 Hour Fire Barrier D 0314A 0314B 0314B 929153 Electrical
101 Stair - K K O-K M0020 Stairwell
102 0220 0220 0220 WHI-11504 MER
103 0201 0201 0201C A-929150 Electrical
104 0201 0201 0201A None Electrical
105 0220 0220 0220 None MER



106 0201 0201 0201B M0025 Electrical
107 0300 0300 0200B M0027 (0300 to 0220)
108 Stair - J J O-J M0028
109 0317 0317 0317 N-739455 Janitor Closet
110 1 Hour Fire Barrier D 0221 MOR 0221 0221A None MOR Electrical Room
111 0313 Closet 0313 0313 M0031 Main Dining Area Closet
112 0201 0201 0201D M0024 Electrical Closet
113 2 - Hour Smoke Barrier D 0501 0501 0501 E914614 Elevator Lobby
114 MOR MOR Electrical Room
115 0220 0220 0220 WHI-111504 ( 0220 to Corridor )
116 0204 0204 0204C None Soap Dispencing
117 0204 0204 0204B None
118 0300 0300 0300 MJ0752 Corridor
119 0301 0301 0310 MJ0757 ( 0301 to 0300 )
120 0301 0301 0301 MJ0766 ( 0301 to 0300 )
121 Mens 0503 0503 MJ0754
122 Womens 0502 0502 MJ0753
123 0221 0221 0221B WHI-14751 Bulk Storage
124 0207 0207 0207 None Office
125 0205 0205 0205 None Office
126 1 Hour Smoke Barrier D 0314 0314 0314 A-929129 Electrical
127 0315 0315 0315B K-102044 Sanitation
128 0309 0309 0309B 1150913
129 0315 0315 0315A WHI-027367

Total Doors 129



Partition Type Plan Room # Room # Door # MO# Room Discription
Smoke Partition / Resistive 0825 0825 0825 None Tissue Storage LBTS2

0773 0773 0773 None Storage SrS01

3 Hour Fire Barrier None Found

2 Hour Fire Barrier Stair - A 0874A 0874A M0087 Stair -1 to Corridor Door

Stair - A STRWLL 0852 A845802
Stair -A to Lab Area, Int Door 
(PR)

Stair - B 0-B 0-B MJ0078 0269 to Stair
0236 None 0236 M0060 0253 to 0236
0251 0251 0251 None 0253 to 0251

Stair - F 0-F 0-F M0139 STRWLL
0601 0601 0601 M0143
0604 0604 0604 M0141 Electrical Closet
0604 0604A 0604A M0140 Electrical Closet
0839 0839 0700 M0142 0601 - 0839  Corridor
0340 0340 0340 E914720 Offices

1 Hour Fire Barrier 0264 0264 0264 M0070 Store
0274 0274 Storage
0352 0352 0352 M0137 Office
0346 0346 0346 M0135 Office
0346 0346 0346A M0136 Office
0762 0762 0762 None Elec 1
0775 0775 0775 WHI-140814 Gas Cyl Storeroom
0763 0763 0763 None Elec 2

2 - Hour Smoke Barrier 0839 0839 0700 MJ0770 Corridor  (Door 0700)

1 Hour Smoke Barrier 0255 0255 0255 MO062 Morgue
0274 0274 0274 MJ0902 Storage
0353 0353 0353 F-468527 Mech Room

 0253 Passage 0253 MO065 Corridor (West end)

Building 9 - Basement Plan - Fire Barrier A - FS-022



0261 0261 0261 MJ0767 Female Locker
0330 0330 0330B AD185988 Galley
0263 Passage 0263 MJ0768 0262 to 0263
0351 0351B 0351B MJ0769 Receiving and Storage
0839 0839 0269 MJ0770 0839 to 0269
0758 0758 0758 WHI-116869 Client Services Shipping
0814 None 0814 WHI-116846 0815 to 0814
0760 0759 0760 WHI-116851 0760 to 0814
0817 0817 0817 None Staff Lounge
0822 None 0822 None 0822 to 0269
0791 0791 0791B WHI-116848 0791 to Lab Area



Partition Type Plan Room # Room # Door # MO# Room Discription
Smoke Partition / Resistive None Found

3 Hour Fire Barrier None Found

2 Hour Fire Barrier 0235 0235 0235 M0057 0235 to 0236 (Corridor)
0236 0236 0236A MJ0733 0236 to 0246
0230 0230 0230 991606 Receiving / Processing

0229A 0229A 0229A WHI-212942 Comm Clos
0224 0224 0224 929163 Comm Closet
0233 0233 0233 WHI-212966 Control Distribution Office
0214 Passage 0215 M0018 0215 - 0235
0250 0250 0250 WHI-212144 Comm Closet

Stair - G Stairwell O-G M0120 Ladderwell
0505 0505 0505 None Electrical
0317 0317 0317 None Janitor and Storage

1 Hour Fire Barrier None Found

2 - Hour Smoke Barrier 0238 0238 0238 None Elevator Mach Room
0216 0216 0216 None Dispatch
0244 0244 0244 None Elec Clos
0245 0245 0245 None Elec Clos
0247 0247 0247 None Corridor
0207 0207 0207 068253-0180 Open Office
0506 0506B 0506B MJ0746 Electrical
0506 0506 0506 MJ0749 Electrical
0506 0506A 0506A MJ0748 Electrical
0504 0504 0504 MJ0747 Electrical
0300 0300 0300 MJ0752 Corridor ( 0300 to 0235 )
0501 0501 0501 E- 914622 Elevator Lobby

1 Hour Smoke Barrier 0215E 0215E 0215E WHI-08427 Staff Break Rm
0215D 0215D 0215D 991600 Breakout Receiving

Building 9 - Basement Plan - Fire Barrier B - FS-023



 0214 0214 0214 None Corridor

0380 0380 0380A MJ0745 Tray Service and Cart Storage

0380 0380 0380A MJ0744 Tray Service and Cart Storage
0332 0332 0332 WHI-871094 Electrical

0380 0380 0380B MJ0764 Tray and Cart ( 0330 to 0380 )
0263 0252 0252 M0060 Corridor



Partition Type Plan Room # Room # Door # MO# Room Discription
Smoke Partition / Resistive None Found

3 Hour Fire Barrier None Found

2 Hour Fire Barrier 0340 0340 0340 E-914720 Office
0321 0321 0321 None Cash
0306 0306 0306 M0125 Officer Dining

0302A 0303 0303 M0124 Main Dining
0000 0302 0302 MJ0123 Corridor

Stair - H H O-H M0122 Ladderwell
Stair - E E O-E A845775 Ladderwell

1 Hour Fire Barrier 0775 0775 0775 WHI-140814 Co2 Storage
0341 0341 0341A M0134 Storage inside 0343
0323 0323 0323 M0145 Storage

2 - Hour Smoke Barrier 0601 0601 0601 M0143 Elevator Lobby
0602 0602 0602 M0150 Female Toilet
0603 0603 0603 M0149 Male Toilet
0302 0302 0302 MJ0123 Corridor
0303 0302A 0303 M0124 Corridor
0320 0320 0320 E262775 Corridor

1 Hour Smoke Barrier 0330 0309 0309A AD639633 Food Prep ( 0330 to 0309 )
0330 0330 0330B AD185988 Food Prep ( 0330 to 0309 )
0340 0340 0340D WHI-024927 Corridor

 0328 0328 0328 M0129 Elec
0305 0305 0305 None Executive Dining
0322 0322 0322 WHI-209085 Pantry
0325 0325 0325 WHI-755091 Janitors Closet
0324 0324 0324 WHI-109367 Soiled Tray
0302 0302 0304 MJ0765 Main Dining Room

0302A 0302A 0303 None Main Dining Room

Building 9 - Basement Plan - Fire Barrier C - FS-024



0000 0000 0302A None Corridor
0711 0711 0711/0737 None Corridor  Pathology
0729 0729 0729 WHI-116852 Microbiology
0724 Dept. Chief  0724 to 0725

0711A 0711A 0711A None Corridor



Partition Type Plan Room # Room # Door # MO# Room Discription
Smoke Partition / Resistive None Found

3 Hour Fire Barrier None Found

2 Hour Fire Barrier 0314A 0314B 0314B 929153 Electrical
Stair - K K O-K M0020 Stairwell

0220 0220 0220 WHI-11504 MER
0201 0201 0201C A-929150 Electrical
0201 0201 0201A None Electrical
0220 0220 0220 None MER
0201 0201 0201B M0025 Electrical
0300 0300 0200B M0027 (0300 to 0220)

Stair - J J O-J M0028
0317 0317 0317 N-739455 Janitor Closet

1 Hour Fire Barrier 0221 MOR 0221 0221A None MOR Electrical Room
0313 Closet 0313 0313 M0031 Main Dining Area Closet
0201 0201 0201D M0024 Electrical Closet

2 - Hour Smoke Barrier 0501 0501 0501 E914614 Elevator Lobby
MOR MOR Electrical Room
0220 0220 0220 WHI-111504 ( 0220 to Corridor )
0204 0204 0204C None Soap Dispencing
0204 0204 0204B None
0300 0300 0300 MJ0752 Corridor
0301 0301 0310 MJ0757 ( 0301 to 0300 )
0301 0301 0301 MJ0766 ( 0301 to 0300 )
Mens 0503 0503 MJ0754

Womens 0502 0502 MJ0753
0221 0221 0221B WHI-14751 Bulk Storage
0207 0207 0207 None Office
0205 0205 0205 None Office

Building 9 - Basement Plan - Fire Barrier D - FS-025



1 Hour Smoke Barrier 0314 0314 0314 A-929129 Electrical
0315 0315 0315B K-102044 Sanitation
0309 0309 0309B 1150913
0315 0315 0315A WHI-027367



Partition Type Plan Room # Room # Door # MO# Room Discription
1 Smoke Partition / Resistive A 1741 Technician Cubicles
2 1739 Conference Room
3 1738 Staff Lounge
4 1737 Admin
5 1725 1725A Corridor
6 1728 Storage
7 1716 Secretary Wait
8 1717 Provider Office 5
9 1718 Provider Office 6
10 1719 Provider Office 7
11 1720A Treatment
12 1698 Elec
13 1696 Elec
14 1671 Recept
15 1895 STR
16 1897 STR
17 1878 VC Sched Office
18 1877 CT
19 1898 Elec
20 1875 Patient Waiting Area
21 1870 Elec
22 1842 Vestibule
23 1837 TLT
24 1839 TLT
25 1838 X-Ray
26 1899 Pacs Admin
27 1920 Viewing
28 1928 CT Prep
29 1930 Pacs Admin
30 1941 US/CT Viewing
31 1940 P. Toilet
32 1939 Ultrasound 6
33 1938 Ultrasound 5
34 1937 P. Toilet
35 1936 Ultrasound 4
36 1949 Corridor
37 1964 Corridor

Building 9 - 1st Floor Plan - Total (Funding Activity Defense Health)
Plan Room #s from existing drawings Refer to individual location sheets shown below



38 1860 Resident Cubicle
39 1861 Male Toilet
40 1862 Female Toilet
41 1863 ST.
42 1864 1964B ST.
43 1865 Lead Tech
44 1866 CT/US Viewing
45 1944 Resident Cubicle
46 1945 Whole Body Imaging 1
47 1947 Whole Body Imaging 2
48 1948 Staff Rad 10
49 1952 Staff Rad 17
50 1951 Staff Rad 18
51 1893 Storage
52 1725 1725B
53 1879 1879 IT/Agra Techs

3 Hour Fire Barrier A None
54 2 Hour Fire Barrier A 1-A-09 846193 Stairs 1-A-09 to 1950
55 1-A-09 1-A-09-A Stairs 1-A-09 to Outside
56 1740 ST 1B Corridor 1740 to 1733
57 1740 1740A Corridor 1740 to Outside
58 1-F ST 1F Stairs
59 1411 M0090 Elec
60 1907 Subwait
61 1 Hour Fire Barrier A 1711 41112474 Clean Suppy
62 1710 41112484 Soiled Utility
63 1709 41112476 Equipment Storage
64 1687 Gas Storage
65 1669 Equipment Storage
66 1410 MJ0777 Lobby 1410 to 1449
67 1410 1410A MJ0776 Lobby 1410 to 1500
68 1915 Archives
69 2 - Hour Smoke Barrier A 1663 Corridor 1663 to 1449
70 1-C ST 1C Stairs
71 1664 M0185 Lounge
72 1672 M0186 Exam
73 1677 974413 M / TLT
74 1676 Jan CL
75 1678 974304 F / TLT
76 1449 1452 M0191 Corridor
77 1688 Corridor



78 1697 1697A 1697 to 1688
79 1697 1697 to 1706
80 1706 1706A M0196 Corridor
81 1733 Corridor
82 1896 Stretcher
83 1900 Elev Pump Rm
84 1917 Corridor 1917 to 1907
85 1923 Electric 1923 to 1909
86 1914 1914 to 1909
87 1964 M0157 Corridor
88 1500 1452A M0199 Corridor
89 1706 Corridor
90 1 Hour Smoke Barrier A 1559 1733A 21266735 / 65155 Corridor 1733 to 1559
91 1722 Bronchscopy
92 1706 Corridor 1663 to 1706
93  1667 Office
94 1666 Lab
95 Smoke Partition / Resistive B 1725 Corridor
96 1618 Conference Room
97 1614 Passage
98 1610 Admin Office (4)
99 1600 Resident Library
100 1606 Dialysis School (6)
101 1605 Conf./Training
102 1605 1605A 1605A Office
103 1535 M0251 Elec
104 1538 Storage
105 1526 Files
106 1639 Fellow Office
107 1638 Office
108 1637 Antibody Prep Lab
109 1636 Molecular Biology Lab
110 1598 Infusion Therapy
111 1598 1598A Infusion Therapy
112 1583 Clean Utility
113 1624 Renal Lab
114 1621 Nourish
115 1587 Jan. Closet
116 1588 Elec
117 1590 Screen Weight
118 1591 Provider Office 7



119 1592 Provider Office 8
120 1593 Shared Office
121 1585 R.O. Room
122 1586 Machine Maintenance FD
123 1626 Dietitian
124 1627 Provider Office 6
125 1628 Provider Offcie 5
126 1629 Office
127 1630 Provider Office 1
128 1631 Provider Office 2
129 1632 Provider Office 3
130 1633 Provider Office 4
131 1652A 91060267 Data
132 1647B Corridor
133 1652B Storgae
134 1650 Corridor
135 1654A Elec
136 1654B Elec
137 1660 Provider Office 4
138 1659 Coordinator 2
139 1658 Coordinator 1
140 1662 Elec
141 1648 Corridor
142 1655 Lab Supervisor
143 1656 Provider Office 2
144 1657 Provider Office 1
145 1647A Corridor
146 1646 Male Locker / SHWR
147 1645 Female Locker / SHWR
148 1568 1568A Dialysis
149 1725 1725B Staff Lounge

3 Hour Fire Barrier B None
150 2 Hour Fire Barrier B 1-D ST 1D 846176 Stairs
151 1-G ST 1G M0154 Stairs
152 1302 M0089 Elec
153 1 Hour Fire Barrier B 1527 Clean Supply
154 1531 Soiled Holding
155 1578 Storage
156 1584 Soiled Utility
157 1301 MJ0773 Lobby
158 1301 1301A MJ0774 Elevator



159 1644 41113338 Tissue Storage
160 2 - Hour Smoke Barrier B 1547 Corridor
161 1505 1524 Corridor
162 1500 Reception
163 1500 1500A Reception
164 1551 Corridor
165 1562A Elec
166 1562A 1562B Elec
167 1604 M0249 Corridor
168 1572 1568 Corridor
169 1572 1573 Corridor
170 1589 1573A Corridor
171 1589 Corridor
172 1619 Corridor
173 1449 1450 Concourse
174 1654 Cooridor
175  1659 1659A 31012134 Coordinator 2
176 1661 Admin Office (1)
177 1663 Corridor
178 1661A Admin Office (2)

1 Hour Smoke Barrier B None
179 Smoke Partition / Resistive C 1858 CT
180 1859 CT Control
181 1832 Toilet
182 1833 X-Ray
183 1830 X-Ray
184 1831 Toilet
185 1823 Corridor
186 1818 M. Lockers
187 1817 Viewing
188 1816 F. Lockers
189 1870 1879 1879 IT / AGRA Techs
190 1893 STR
191 1891 1891A Elec
192 1891 1891B Elec
193 1854 Jan Closet
194 1855 Storage
195 1853 MJ0787 Admin Cub (1)
196 1799 Secretary Waiting
197 1778 Corridor
198 1762 X-Ray



199 1763 Telecom
200 1766 X-Ray
201 1767 STR.
202 1770 X-Ray 3
203 1758 TLT
204 1772 DRS / Rm
205 1773 Conference Room VIP Wait
206 1773 1773A Conference Room VIP Wait
207 1769 DRS / Rm
208 1774 Corridor
209 1783 Dress
210 1781 1781 Viewing
211 1789 STR
212 1780 Lounge Kitchen
213 1782 1782 X-Ray 1
214 1793 STR
215 1792 Elec
216 1792 1792A Elec
217 1884 Elec
218 1360 Office
219 1362 TLT
220 1364 TLT
221 1365 Lab
222 1367 Comm
223 1359 Corridor
224 1359 1359A Corridor
225 1387 1391B Corridor
226 1349 Storage
227 1394 1394B Corridor
228 1328 Office
229 1334 Male Lockers
230 1332 Female Lockers
231 1431 1438A Office
232 1431 1348B Office
233 1411 Conf
234 1407 Sterile Equip Cleaning
235 1407 1407A Sterile Equip Cleaning
236 1425 Storage
237 1424 Elec
238 1424 1424A Elec
239 1336 Procedure Room



240 1336 1336A Procedure Room
241 1338 Procedure Room
242 1338 1338A Procedure Room
243 1340 Procedure Room
244 1340 1340A Procedure Room
245 1342 Procedure Room
246 1342 1342A Procedure Room
247 1344 Procedure Room
248 1344 1344A Procedure Room
249 1346 Procedure Room
250 1346 1346A Procedure Room
251 1422A 1410 (NEW) Electrical Closet

3 Hour Fire Barrier C None
252 2 Hour Fire Barrier C Stair - H ST 1H Stair
253 1-E Stairs 1-E-A Stair
254 1 Hour Fire Barrier C 1363 030447 Elec
255 1351 Utility
256 2 - Hour Smoke Barrier C 1807 Corridor
257 1752 Vestibule
258 1759 1759C Corridor
259 1757 Jan Clo
260 1771 1771 Corridor 1771 to Hospital
261 1771 117 Corridor 1771 to 117 MRI
262 1771 100 104881 / 888 Corridor 1771 to 100 Reception
263 1427 1428 M0207 Corridor
264 1390 Corridor
265 1500 1452A M0199 Corridor
266 1394 1394A Corridor
267 1387 1391A Corridor
268 1 Hour Smoke Barrier C 1759 1759A Corridor 1807 to 1759
269 1794 Viewing
270 1795 1795A Corridor
271 1808 Viewing
272 1809 Storage
273 1812 Chest
274 1813 Mass Cal/Str
275 Smoke Partition / Resistive D 1353 Vestibule
276 1316 1318 X-Ray
277 1316 1318A X-Ray
278 1316A TLT
279 1361 Jan Clo



280 1329 Office
281 1327 Reception
282 1319 Office
283 1319A 1319A TLT
284 1317B Copier
285 1317A TLT
286 1326 Office
287 1442 Jan Clo
288 1443 M / TLT
289 1444 F / TLT
290 1436 Office
291 1437 Elec
292 1437 1437A Elec
293 1264 JC
294 1265 Telecom
295 1211 Conference Room
296 1215 Corr
297 1256 NCOIC
298 1257 Private Office
299 1258 Tech (2)
300 1260 Staff Lounge
301 1261 Laparoscopy Training
302 1262 Office 4 (2)
303 1263 Office 5 (2)

3 Hour Fire Barrier D None
304 2 Hour Fire Barrier D 1-J Stairs ST 1J M0213 Stairs
305 1-K Stair ST 1K M0219 Stairs
306 1 Hour Fire Barrier D 1234 Clean Utility
307 1235 Soiled Utility
308 1251 Equipment STR
309 1251 Equipment STR
310 2 - Hour Smoke Barrier D 1331 Corridor (1331 to 1500)
311 1333 Elec
312 1320 M0235 Office
313 1500 1303A Corridor
314 1305 1306 Recept
315 1314 Office
316 1321C 1321 Reception
317 1323B 1439A Reception
318 1323B 1439B Reception
319 1440 Office / Med Records



320 1438 1438A M0212 Corridor
321 1212 M0223 Janitor
322 1202 M0222 Female Toilet
323 1201 M0221 Male Toilet
324 1215 M0220 Corr
325 1225 Corr
326 1225 1226A 930531 Corridor to Reception
327 1243 Corr
328 1243 1226 930556 Corridor to Reception
329 1254 Corr
330 1278 Corr

1 Hour Smoke Barrier D None

Total Doors 330



Building 9 - 1st Floor Plan - Fire Barrier A - FS-026
Partition Type Plan Room # Room # Door # MO# Room Discription

Smoke Partition / Resistive 1741 Technician Cubicles
1739 Conference Room
1738 Staff Lounge
1737 Admin
1725 Corridor
1728 Storage
1716 Secretary Wait
1717 Provider Office 5
1718 Provider Office 6
1719 Provider Office 7

1720A Treatment
1698 Elec
1696 Elec
1671 Recept
1895 STR
1897 STR
1878 VC Sched Office
1877 CT
1898 Elec
1875 Patient Waiting Area
1870 Elec
1842 Vestibule
1837 TLT
1839 TLT
1838 X-Ray
1899 Pacs Admin
1920 Viewing
1928 CT Prep
1930 Pacs Admin
1941 US/CT Viewing
1940 P. Toilet
1939 Ultrasound 6
1938 Ultrasound 5
1937 P. Toilet
1936 Ultrasound 4
1949 Corridor
1964 Corridor



1860 Resident Cubicle
1861 Male Toilet
1862 Female Toilet
1863 ST.
1864 1964B ST.
1865 Lead Tech
1866 CT/US Viewing
1944 Resident Cubicle
1945 Whole Body Imaging 1
1947 Whole Body Imaging 2
1948 Staff Rad 10
1952 Staff Rad 17
1951 Staff Rad 18
1879 1879 IT/Agra Techs
1893 Storage
1725 1725B Corridor

3 Hour Fire Barrier None

2 Hour Fire Barrier 1-A-09 846193 Stairs 1-A-09 to 1950
1-A-09 1-A-09-A Stairs 1-A-09 to Outside
1740 ST 1B Corridor 1740 to 1733
1740 1740A Corridor 1740 to Outside
1-F ST 1F Stairs

1411 M0090 Elec

1 Hour Fire Barrier 1711 41112474 Clean Suppy
1710 41112484 Soiled Utility
1709 41112476 Equipment Storage
1687 Gas Storage
1669 Equipment Storage
1410 MJ0777 Lobby 1410 to 1449
1410 1410A MJ0776 Lobby 1410 to 1500
1915 Archives

2 - Hour Smoke Barrier 1663 Corridor 1663 to 1449
1-C ST 1C Stairs



1664 M0185 Lounge
1672 M0186 Exam
1677 974413 M / TLT
1676 Jan CL
1678 974304 F / TLT
1449 1452 M0191 Corridor
1688 Corridor
1697 1697A 1697 to 1688
1697 1697 to 1706
1706 1706A M0196 Corridor
1733 Corridor
1896 Stretcher
1900 Elev Pump Rm
1917 Corridor 1917 to 1907
1923 Electric 1923 to 1909
1914 1914 to 1909
1964 M0157 Corridor
1500 1452A M0199 Corridor
1706 Corridor

1 Hour Smoke Barrier 1559 1733A 21266735 / 65155 Corridor 1733 to 1559
1722 Bronchscopy
1706 Corridor 1663 to 1706

 1667 Office
1666 Lab



Building 9 - 1st Floor Plan - Fire Barrier B - FS-027
Partition Type Plan Room # Room # Door # MO# Room Discription

Smoke Partition / Resistive 1725 Corridor
1618 Conference Room
1614 Passage
1610 Admin Office (4)
1600 Resident Library
1606 Dialysis School (6)
1605 Conf./Training
1605 1605A 1605A Office
1535 M0251 Elec
1538 Storage
1526 Files
1639 Fellow Office
1638 Office
1637 Antibody Prep Lab
1636 Molecular Biology Lab
1598 Infusion Therapy
1598 1598A Infusion Therapy
1583 Clean Utility
1624 Renal Lab
1621 Nourish
1587 Jan. Closet
1588 Elec
1590 Screen Weight
1591 Provider Office 7
1592 Provider Office 8
1593 Shared Office
1585 R.O. Room
1586 Machine Maintenance FD
1626 Dietitian
1627 Provider Office 6
1628 Provider Offcie 5
1629 Office
1630 Provider Office 1
1631 Provider Office 2
1632 Provider Office 3
1633 Provider Office 4

1652A 91060267 Data



1647B Corridor
1652B Storgae
1650 Corridor

1654A Elec
1654B Elec
1660 Provider Office 4
1659 Coordinator 2
1658 Coordinator 1
1662 Elec
1648 Corridor
1655 Lab Supervisor
1656 Provider Office 2
1657 Provider Office 1

1647A Corridor
1646 Male Locker / SHWR
1645 Female Locker / SHWR
1568 1568A Dialysis
1725 1725B Staff Lounge

3 Hour Fire Barrier None

2 Hour Fire Barrier 1-D ST 1D 846176 Stairs
1-G ST 1G M0154 Stairs
1302 M0089 Elec

1 Hour Fire Barrier 1527 Clean Supply
1531 Soiled Holding
1578 Storage
1584 Soiled Utility
1301 MJ0773 Lobby
1301 1301A MJ0774 Elevator
1644 41113338 Tissue Storage

2 - Hour Smoke Barrier 1547 Corridor
1505 1524 Corridor
1500 Reception
1500 1500A Reception



1551 Corridor
1562A Elec
1562A 1562B Elec
1604 M0249 Corridor
1572 1568 Corridor
1572 1573 Corridor
1589 1573A Corridor
1589 Corridor
1619 Corridor
1449 1450 Concourse

 1654 Cooridor
1659 1659A 31012134 Coordinator 2
1661 Admin Office (1)
1663 Corridor

1661A Admin Office (2)

1 Hour Smoke Barrier None



Building 9 - 1st Floor Plan - Fire Barrier C - FS-028
Partition Type Plan Room # Room # Door # MO# Room Discription

Smoke Partition / Resistive 1858 CT
1859 CT Control
1832 Toilet
1833 X-Ray
1830 X-Ray
1831 Toilet
1823 Corridor
1818 M. Lockers
1817 Viewing
1816 F. Lockers
1870 IT / AGRA Techs
1893 STR
1891 Elec
1891 Elec
1854 Jan Closet
1855 Storage
1853 Admin Cub (1)
1799 Secretary Waiting
1778 Corridor
1762 X-Ray
1763 Telecom
1766 X-Ray
1767 STR.
1770 X-Ray
1758 TLT
1772 DRS / Rm
1773 Conference Room VIP Wait
1773 Conference Room VIP Wait
1769 DRS / Rm
1774 Corridor
1783 Dress
1788 STR
1789 STR
1780 Lounge Kitchen
1793 STR
1792 Elec
1792 Elec



1884 Elec
1360 Office
1362 TLT
1364 TLT
1365 Lab
1367 Comm
1359 Corridor
1387 Corridor
1349 Storage
1394 Corridor
1328 Office
1334 Male Lockers
1332 Female Lockers
1431 Office
1431 Office
1411 Conf
1407 Sterile Equip Cleaning
1407 Sterile Equip Cleaning
1425 Storage
1424 Elec
1424 Elec
1336 Procedure Room
1336 Procedure Room
1338 Procedure Room
1338 Procedure Room
1340 Procedure Room
1340 Procedure Room
1342 Procedure Room
1342 Procedure Room
1344 Procedure Room
1344 Procedure Room
1346 Procedure Room
1346 Procedure Room

3 Hour Fire Barrier None

2 Hour Fire Barrier Stair - H
1-E Stairs



1 Hour Fire Barrier 1363 Elec
1351 Utility

2 - Hour Smoke Barrier 1807 Corridor
1752 Vestibule
1759 Corridor
1757 Jan Clo
1771 Corridor 1771 to 111 MRI
1771 Corridor 1771 to 100 Reception
1427 Corridor
1390 Corridor
1500 Corridor
1394 Corridor
1387 Corridor

1 Hour Smoke Barrier None



Building 9 - 1st Floor Plan - Fire Barrier D - FS-029
Partition Type Plan Room # Room # Door # MO# Room Discription

Smoke Partition / Resistive 1353 Vestibule
1316 X-Ray
1316 X-Ray

1316A TLT
1361 Jan Clo
1329 Office
1327 Reception
1319 Vestibule

1317B Vestibule
1317A TLT
1326 Office
1442 Jan Clo
1443 M / TLT
1444 F / TLT
1432 Office
1433 Office
1434 Lounge
1435 Office
1436 Office
1437 Elec
1437 Elec
1264 JC
1265 Telecom
1211 Conference Room
1215 Corr
1256 NCOIC
1257 Private Office
1258 Tech (2)
1260 Staff Lounge
1261 Laparoscopy Training
1262 Office 4 (2)
1263 Office 5 (2)

3 Hour Fire Barrier None



2 Hour Fire Barrier 1-J Stairs
1-K Stair

1 Hour Fire Barrier 1234 Clean Utility
1235 Soiled Utility
1251 Equipment STR
1251 Equipment STR

2 - Hour Smoke Barrier 1331 Corridor (1331 to 1500)
1333 Elec
1320 Office
1500 Corridor
1305 Recept
1314 Office

1321C Reception
1323B Reception
1323B Reception
1440 Office / Med Records
1438 Corridor
1212 Janitor
1202 Female Toilet
1201 Male Toilet
1215 Corr
1225 Corr
1225 Corr
1243 Corr
1243 Corr
1254 Corr
1278 Corr

1 Hour Smoke Barrier None



Partition Type Plan Room # Room # Door # MO# Room Discription

1 Smoke Partition / Resistive A 2887 CLEAN UTILITY
2 2850 INTAKE 1
3 2848 INTAKE 2
4 2800 NRS PRACTITIONER
5 2791 DATA
6 2811 STOR
7 2811A STOR
8 2793 CARDIO PROVIDER 16
9 2794 CARDIO PROVIDER 17
10 2795 CARDIO PROVIDER 18
11 2796 CARDIO PROVIDER 19
12 2797 CARDIO PROVIDER 20
13 2798 CARDIO PROVIDER 21
14 2799 CS
15 2803 CS
16 2804 VASCULAR EXAM 04
17 2805 VASCULAR EXAM 03
18 2087 VASCULAR EXAM 01
19 2808 VASCULAR EXAM 02
20 2816 2816 2816 CONFERENCE
21 2815 TREADMILL 2
22 2815 2815A TREADMILL 2
23 2814 VASCULAR LAB
24 2814 2814A VASCULAR LAB
25 2825 CS PROVIDER 03
26 2826 CS PROVIDER 02
27 2827 CS PROVIDER 01
28 2829 CS PROVIDER 15
29 2830 CS PROVIDER 14
30 2879 CARDIO PROVIDER 11
31 2878 CARDIO PROVIDER 10
32 2870 TOILET
33 2869 TOILET
34 2847 2847A CORRIDOR (2873 to 2847)
35 2880 PATIENT TOILET
36 2881 STAFF TOILET

Building 9 - 2nd Floor Plan - Total (Funding Activity Defense Health)
Plan Room #s from existing drawings Refer to individual location sheets shown below



37 2882 STRESS ECHO 2
38 2883 STRESS ECHO 1
39 2885 CARDIO PROVIDER 08
40 2884 CARDIO PROVIDER 07
41 2892 TELECOM
42 2893 2893A CORRIDOR (2873 to 2893)
43 2985 2985B CORRIDOR (2985B to 2985)
44 2926 ADMIN (2)
45 2927 PROV OFFICE EXAM 01
46 2928 PROV OFFICE EXAM 02
47 2929 PROV OFFICE EXAM 03
48 2930 PRIVATE 1 (2)
49 2931 STAFF LOUNGE
50 2921 NCOIC
51 2922 CVITALS
52 2923 PROV OFFICE EXAM 04
53 2924 PROV OFFICE EXAM 05
54 2925 PRIVATE 2
55 2932 CONFERENCE
56 2934 SLEEP ROOM 01
57 2947 SLEEP ROOM 12
58 2987B STOR
59 2949 SLEEP ROOM 11
60 2950 SLEEP ROOM 10
61 2987C STOR
62 2986A STOR
63 2936 SLEEP ROOM 02
64 2937 SLEEP ROOM 03
65 2986B STOR
66 2939 SLEEP ROOM 04
67 2940 STOR
68 2941 SLEEP ROOM 05
69 2988B STOR
70 2943 SLEEP ROOM 06
71 2953 SLEEP ROOM 07

3 Hour Fire Barrier A NONE
72 2 Hour Fire Barrier A 2-A ST 2A 846228 STAIR
73 2-B ST 2B M0301 STAIR
74 2-C ST 2C 91057818 STAIR
75 2-F ST 2F M0295 STAIR
76 2625 M0337 ELEC



77 1 Hour Fire Barrier A 2871 SOILED UTILITY
78 2877 CLEAN UTILITY
79 2944 SOILED UTILITY
80 2624 MJ0791 LOBBY
81 2624 2624A MJ0792 LOBBY

82 2 - Hour Smoke Barrier A 2460
CARDIAC REHAB (2699 to 
2460)

83 2919 91058299 NURSING OFFICE
84 2920 RECEPTION
85 2985 CORRIDOR (2985 to 2900)
86 2475 032437 CORRIDOR
87 2483 CORRIDOR
88 2481 ELECTRICAL

89 2640 2626A M0296 CONCOURSE (2640 to 2900)
90 2989 CORRIDOR (2989 to 2630)
91 2802 M0317 WOMENS TLT
92 2828 M0318 HOUSE KEEPING
93 2801 M0316 MENS TLT
94 2822 006953 CORRIDOR (2822 to 2900)
95 2847 556542 CORRIDOR (2847 to 2891)
96 2893 556537 CORRIDOR (2893 to 2891)
97 1 Hour Smoke Barrier A 2734 2837 CORRIDOR (2837 to 2734)
98 2790 CARDIO PROVIDER 22
99 2789 CARDIO PROVIDER 23
100 2788 CARDIO PROVIDER 24
101 2787 CARDIO PROVIDER 25
102 2786 CARDIO PROVIDER 26
103 2785 CARDIO PROVIDER 27
104  2792 OFFICE

105 Smoke Partition / Resistive B 2453 MALE TLT / SHOWER
106 2456 FEMALE TLT / SHOWER
107 2991 CORRIDOR (2991B to 2991)
108 2952 SLEEP ROOM 09
109 2956 CPAP FIT
110 2992 2987 CORRIDOR (2946 to 2992)
111 2955 SLEEP ROOM 08
112 2418 CORR
113 2318 2318 / 2317C PHARMACY
114 2420 RECEIVING



115 2420 2420A RECEIVING
116 2421 LIBRARY / CONFERENCE
117 2423 SHARED OFFICE
118 2425 WORK STATION

3 Hour Fire Barrier B NONE
119 2 Hour Fire Barrier B 2-C ST 2C STAIR
120 2-G ST 2G M0280 STAIR
121 2502 M0356 ELEC
122 2310 M0265 NARCOTICS VAULT
123 2-D 2-D ST 2D 846208 STAIR
124 1 Hour Fire Barrier B 2409 TELECOM
125 2957 CLEAN SUPPLY
126 2958 EQUIPMENT
127 2501 2501A MJ0793 LOBBY
128 2501 MJ0794 LOBBY
129 2328 SOILED UTILITY
130 2330 CLEAN UTILITY
131 2314 LOUNGE
132 2316 MJ0267 JANITOR
133 2 - Hour Smoke Barrier B 2990 2503 CORRIDOR (2503 to 2990)
134 2389 CORR (2503 to 2389)
135 2388 RECEPTION
136 2370 CORR (2370 to 2503)

137 2300 CONCOURSE (2503 to 2300)
138 2351 CORR (2300 to 2351)
139 2341 ELEC
141 2340 930638 RECEPTION (2331 to 2340)
142 2331 M0275 CORR (2300 to 2331)
143 2317 91061101 Passage (2317 to 2300)
144 2308 910661100 DISCH CONSULT
145 2303 MJ0908 RECEPTION
146 2340 2340A 930660 RECEPTION
147 1 Hour Smoke Barrier B 2418 2418A CORR (2991 to 2418)
148 2418 2422 21266574 / 575 CORR (2422 to 2418)

149 Smoke Partition / Resistive C 2735A TUB
150 2735 TREAT
151 2777 SUPPLY STOR
152 2778 OR
153 2779 COMPUTER ROOM



154 2779 2774 2779A COMPUTER ROOM
155 2780 EXAM
156 2781 EXAM
157 2782 EXAM
158 2783 EXAM
159 2767 ELEC
160 2768 ELEC
161 2770 EXAM
162 2771 EXAM
163 2772 EXAM
164 2773 EXAM
165 2775 EXAM
167 2776 LAB
168 2736 DIRTY UTILITY
169 2737 OFFICE
170 2758 FILE ROOM
171 2760 EXAM
172 2761 OFFICE
173 2762 EXAM
174 2763 EXAM
175 2764 OFFICE
176 2765 EXAM
177 2751 2752 2752 F. TOILET
178 2751 M. TOILET
179 2750 LAB
180 2753 EXAM
181 2754 OFFICE
182 2755 EXAM
183 2756 OFFICE
184 2757 LOCKER ROOM
185 2758 FILE ROOM
186 2759 EXAM
187 2744 X-RAY
188 2748 X-RAY
189 2711 2711A 930653 RECEPT
190 2749 ELEC
191 2711 2711 M0330 RECEPT
192 2712 ELEC
193 2714 X-RAY
194 2715 2715 DARK ROOM
195 2716 X-RAY



196 2742 VESTIBULE
197 2739 DIRTY UTILITY
198 2702 OFFICE
199 2703 EXAM
200 2704 EXAM
201 2705 EXAM
202 2706 EXAM
203 2707 OFFICE
204 2708 EXAM
205 2709 OFFICE
206 2710 OFFICE
207 2719 OFFICE
208 2720
209 2721 OFFICE
210 2721A TOILET
211 2726 OFFICE
212 2727 CONF ROOM
213 2727 CONF ROOM
214 2729
215 2724 2724 OFFICE

3 Hour Fire Barrier C NONE
216 2 Hour Fire Barrier C 2-E ST 2E M0326 STAIR
217 2-H ST 2H 846219 STAIR
218 1 Hour Fire Barrier C 2718 M0325 JANITOR
219 2738 M0324 LOCKER ROOM
220 2613 002939 H2O HEATERS
221 2620 40087240 ELECTRICAL
222 2579 41112199 CLEAN SUPPLY
223 2578 41112200 SOILED UTILITY
224 2 - Hour Smoke Barrier C 2784 M0319 CORRIDOR (2784 to 2800)
225 2766 M0321 RECEPT
226 2766 2766A MJ0320 RECEPT
227 2769 M0327 CORRIDOR (2769 to 2800)
228 2743 M0328 CORRIDOR (2743 to 2700)
229 2713 M0331 CORRIDOR (2713 to 2700)

230 2640 2626B M0094 CONCOURSE (2800 to 2640)
231 2625 2686 M0332 CORRIDOR (2625 to 2700)
232 2624 2606 M0336 CORRIDOR (2624 to 2640)
233 2598 2596 012816 RECEPTION
234 2598 2596A 930635 RECEPTION



235 2595 M0340 CORRIDOR (2595 to 2640)
236 2575 2577 M0344 CORRIDOR (2575 to 2630)

237 2566 2566A 930639 SECRETARY WAITING AREA

238 2566 930634 SECRETARY WAITING AREA
236 2559 2555 M0377 CORRIDOR (2559 to 2630)
237 1 Hour Smoke Barrier C 2625 2577 21265041 / 040 CORRIDOR (2625 to 2577)
238 2663 2662 2662B CORRIDOR
239 2662 2662 2662A CONFERENCE
240 2666 2666 STORAGE

241 Smoke Partition / Resistive D 2539 STORAGE
242 2542A EQUIPMENT
243 2543 STORAGE
244 2685 CORRIDOR (2685 to 2669)
245 2538 DATA
246 2526 STORAGE
247 2535 STORAGE
248 2534 FILING ROOM
249 2532 ELEC
250 2529 OFFICE
251 2528 TREATMENT ROOM
252 2527 2527B X-RAY
253 2526A 2526 OFFICE
254 2525 RECOVERY
255 2669 293457 CORRIDOR (2669 to 2684)
256 2516 OFFICE
257 2517 TREATMENT ROOM
258 2518 TREATMENT ROOM
259 2513 2513A STAFF LOUNGE
260 2520 TREATMENT ROOM
261 2521 OFFICE
262 2522 OFFICE
263 2523 OFFICE
264 2675 TREATMENT ROOM 02
265 2676 SCRUB ROOM
266 2677 STERILE ROOM
267 2679 TREATMENT ROOM 01
268 2680 OFFICE
269 2681 OFFICE



270 2504 CORRIDOR (2504 to 2684)
271 2682 OFFICE
272 2217 EXAM
273 2218 OFFICE
274 2219 EXAM
275 2220 EXAM
276 2221 OFFICE
277 2222 EXAM
278 2223 EXAM
279 2224 EXAM
280 2225 EXAM
281 2229 OFFICE
282 2230 EXAM
283 2231 EXAM
284 2232 OFFICE
285 2233 EXAM
286 2234 EXAM
287 2235 OFFICE
288 2236 EXAM
289 2237 OFFICE
290 2238 EXAM
291 2239 OFFICE
292 2240 EXAM
293 2241 OFFICE
294 2242 OFFICE
295 2243 EXAM
296 2215 2248 2248 ELEC
297 2249 STORAGE
298 2250 EXAM
299 2251 OFFICE
300 2252 EXAM
301 2253 SUPPLY ROOM
302 2253 2253A SUPPLY ROOM
303 2258 EXAM
304 2259 EXAM
305 2260 EXAM
306 2261 EXAM
307 2262 EXAM
308 2263 OFFICE
309 2264 EXAM
310 2265 EXAM



311 2270 EXAM
312 2271 OFFICE
313 2272 EXAM
314 2273 EXAM
315 2274 OFFICE
316 2275 EXAM
317 2276 EXAM
318 2277 OFFICE
320 2279 LOUNGE
321 2280 NURSES OFFICE
322 2282 EXAM
323 2283 OFFICE
324 2284 EXAM
325 2285 EXAM
326 2286 OFFICE
327 2287 EXAM
328 2208 STORAGE
329 2209 OFFICE
330 2211 LOCKER ROOM

3 Hour Fire Barrier D NONE
331 2 Hour Fire Barrier D 2-J STAIR ST 2J M0354 STAIR
332 2-K STAIR ST 2K 262596 STAIR
333 1 Hour Fire Barrier D 2203 ELEC
334 2210 2207 2207 MISC
335 2 - Hour Smoke Barrier D 2685 2688 102465 CORRIDOR (2503 to 2685)
336 2531 2531 930646 RECEPTION
337 2531 2531A M0350 RECEPTION
338 2524 102443 CORRIDOR (2524 to 2503)
339 2504 2504A CORRIDOR (2504 to 2503)

340 2300 2268B 012814 / 815 CONCOURSE (2505 to 2300)
341 2684 2683A M0358 CORRIDOR
342 2200 2200 M0372 CORRIDOR (BY 2-K to 2200)
343 2202 237865 M BATHROOM
344 2201 M0370 F BATHROOM
345 2288 M0369 JANITOR
346 2226 M0368 CORRIDOR A
347 2227 930622 RECEPT SCHED
348 2227 2227A 930655 RECEPT SCHED
349 2244 M0365 CORRIDOR A
350 2257 M0364 CORRIDOR A



351 2267 2256 RECEPTION
352 2267 2256A 930654 RECEPTION
353 2278 M0359 CORRIDOR A
354 2531 2531B 001871

1 Hour Smoke Barrier D NONE

Total Doors 354



Building 9 - 2nd Floor Plan - 
Fire Barrier A - FS-030

Partition Type Plan Room # Room # Door # MO# Room Discription
Smoke Partition / Resistive 2887 CLEAN UTILITY

2850 INTAKE 1
2848 INTAKE 2
2800 NRS PRACTITIONER
2791 DATA
2811 STOR

2811A STOR
2793 CARDIO PROVIDER 16
2794 CARDIO PROVIDER 17
2795 CARDIO PROVIDER 18
2796 CARDIO PROVIDER 19
2797 CARDIO PROVIDER 20
2798 CARDIO PROVIDER 21
2799 CS
2803 CS
2804 VASCULAR EXAM 04
2805 VASCULAR EXAM 03
2087 VASCULAR EXAM 01
2808 VASCULAR EXAM 02
2815 TREADMILL 2
2815 TREADMILL 2
2814 VASCULAR LAB
2814 VASCULAR LAB
2825 CS PROVIDER 03
2826 CS PROVIDER 02
2827 CS PROVIDER 01
2829 CS PROVIDER 15
2830 CS PROVIDER 14
2879 CARDIO PROVIDER 11
2878 CARDIO PROVIDER 10
2870 TOILET
2869 TOILET
2847 CORRIDOR (2873 to 2847)
2880 PATIENT TOILET
2881 STAFF TOILET
2882 STRESS ECHO 2



2883 STRESS ECHO 1
2885 CARDIO PROVIDER 08
2884 CARDIO PROVIDER 07
2892 TELECOM
2893 CORRIDOR (2873 to 2893)
2985 CORRIDOR (2985B to 2985)
2926 ADMIN (2)
2927 PROV OFFICE EXAM 01
2928 PROV OFFICE EXAM 02
2929 PROV OFFICE EXAM 03
2930 PRIVATE 1 (2)
2931 STAFF LOUNGE
2921 NCOIC
2922 CVITALS
2923 PROV OFFICE EXAM 04
2924 PROV OFFICE EXAM 05
2925 PRIVATE 2
2932 CONFERENCE
2934 SLEEP ROOM 01
3947 SLEEP ROOM 09

2987B STOR
2949 SLEEP ROOM 10
2950 SLEEP ROOM 11

2987C STOR
2986A STOR
2936 SLEEP ROOM 02
2937 SLEEP ROOM 03

2986B STOR
2939 SLEEP ROOM 04
2940 STOR
2941 SLEEP ROOM 05

2988B STOR
2943 SLEEP ROOM 06
2953 SLEEP ROOM 07

3 Hour Fire Barrier NONE

2 Hour Fire Barrier 2-A STAIR
2-B STAIR



2-C STAIR
2-F STAIR

2625 ELEC

1 Hour Fire Barrier 2871 SOILED UTILITY
2877 CLEAN UTILITY
2944 SOILED UTILITY
2624 LOBBY
2624 LOBBY

2 - Hour Smoke Barrier 2460
CARDIAC REHAB (2699 to 
2460)

2919 NURSING OFFICE
2920 RECEPTION
2985 CORRIDOR (2985 to 2900)
2475 CORRIDOR
2483 CORRIDOR
2481 ELECTRICAL

2640 CONCOURSE (2640 to 2900)
2989 CORRIDOR (2989 to 2630)
2802 WOMENS TLT
2828 SHOWER
2801 MENS TLT
2822 CORRIDOR (2822 to 2900)
2847 CORRIDOR (2847 to 2891)
2893 CORRIDOR (2893 to 2891)

1 Hour Smoke Barrier 2734 CORRIDOR (2837 to 2734)
2790 CARDIO PROVIDER 22
2789 CARDIO PROVIDER 23
2788 CARDIO PROVIDER 24
2787 CARDIO PROVIDER 25
2786 CARDIO PROVIDER 26
2785 CARDIO PROVIDER 27

 2792 CONFERENCE





Building 9 - 2nd Floor Plan - 
Fire Barrier B - FS-031

Partition Type Plan Room # Room # Door # MO# Room Discription
Smoke Partition / Resistive 2453 MALE TLT / SHOWER

2456 FEMALE TLT / SHOWER
2991 CORRIDOR (2991B to 2991)
2952 SLEEP ROOM
2956 CPAP FIT
2992 CORRIDOR (2946 to 2992)
2955 SLEEP ROOM
2418 CORR
2318 PHARMACY
2420 RECEIVING
2420 RECEIVING
2421 LIBRARY / CONFERENCE
2423 SHARED OFFICE
2425 WORK STATION

3 Hour Fire Barrier NONE

2 Hour Fire Barrier 2-C STAIR
2-G STAIR
2502 ELEC
2310 NARCOTICS VAULT
2-A STAIR

1 Hour Fire Barrier 2409 TELECOM
2957 CLEAN SUPPLY
2958 EQUIPMENT
2501 LOBBY
2501 LOBBY
2328 SOILED UTILITY
2330 CLEAN UTILITY
2314 BIO-HAZ
2316 JANITOR



2 - Hour Smoke Barrier 2990 CORRIDOR (2503 to 2990)
2389 CORR (2503 to 2389)
2388 RECEPTION
2370 CORR (2370 to 2503)

2300 CONCOURSE (2503 to 2300)
2351 CORR (2300 to 2351)
2341 ELEC
2340 RECEPTION (2331 to 2340)
2339 ELEC
2331 CORR (2300 to 2331)
2317 Passage (2317 to 2300)
2308 DISCH CONSULT
2303 RECEPTION

1 Hour Smoke Barrier 2418 CORR (2991 to 2418)
2418 CORR (2422 to 2418)



Building 9 - 2nd Floor Plan - 
Fire Barrier C - FS-032

Partition Type Plan Room # Room # Door # MO# Room Discription
Smoke Partition / Resistive 2735A TUB

2735 TREAT
2777 SUPPLY STOR
2778 OR
2779 COMPUTER ROOM
2779 COMPUTER ROOM
2780 EXAM
2781 EXAM
2782 EXAM
2783 EXAM
2767 ELEC
2768 ELEC
2770 EXAM
2771 EXAM
2772 EXAM
2773 EXAM
2775 EXAM
2776 LAB
2736 DIRTY UTILITY

2736
UNLABLED ROOM NEXT TO 
2736

2737 OFFICE
2758 FILE ROOM
2760 EXAM
2761 OFFICE
2762 EXAM
2763 EXAM
2764 OFFICE
2765 EXAM
2751 F. TOILET
2751 M. TOILET
2750 LAB
2753 EXAM
2754 OFFICE
2755 EXAM
2756 OFFICE



2757 LOCKER ROOM
2758 FILE ROOM
2759 EXAM
2744 X-RAY
2748 X-RAY
2711 RECEPT
2749 ELEC
2711 RECEPT
2712 ELEC
2714 X-RAY

2715C TOILET
2716 X-RAY
2742 VESTIBULE
2739 DIRTY UTILITY
2702 OFFICE
2703 EXAM
2704 EXAM
2705 EXAM
2706 EXAM
2707 OFFICE
2708 EXAM
2709 OFFICE
2710 OFFICE
2719 OFFICE
2720
2721 OFFICE

2721A TOILET
2726 OFFICE
2727 CONF ROOM
2727 CONF ROOM
2729

3 Hour Fire Barrier NONE

2 Hour Fire Barrier 2-E STAIR
2-H STAIR

1 Hour Fire Barrier 2718 JANITOR



2738 LOCKER ROOM
2613 H2O HEATERS
2620 ELECTRICAL
2579 CLEAN SUPPLY
2578 SOILED UTILITY

2 - Hour Smoke Barrier 2784 CORRIDOR (2784 to 2800)
2766 RECEPT
2766 RECEPT
2769 CORRIDOR (2769 to 2800)
2743 CORRIDOR (2743 to 2700)
2713 CORRIDOR (2713 to 2700)

2640 CONCOURSE (2800 to 2640)
2625 CORRIDOR (2625 to 2700)
2624 CORRIDOR (2624 to 2640)
2598 RECEPTION
2598 RECEPTION
2595 CORRIDOR (2595 to 2640)
2575 CORRIDOR (2575 to 2630)

2566 SECRETARY WAITING AREA

2566 SECRETARY WAITING AREA
2559 CORRIDOR (2559 to 2630)

1 Hour Smoke Barrier 2625 CORRIDOR (2625 to 2577)
2663 CORRIDOR



Building 9 - 2nd Floor Plan - 
Fire Barrier D - FS-033

Partition Type Plan Room # Room # Door # MO# Room Discription
Smoke Partition / Resistive 2539 STORAGE

2542A EQUIPMENT
2543 STORAGE
2685 CORRIDOR (2685 to 2669)
2538 DATA
2526 STORAGE
2535 STORAGE
2534 FILING ROOM
2532 ELEC
2529 OFFICE
2528 TREATMENT ROOM
2527 X-RAY

2526A OFFICE
2525 RECOVERY
2669 CORRIDOR (2669 to 2684)
2516 OFFICE
2517 TREATMENT ROOM
2518 TREATMENT ROOM
2513 STAFF LOUNGE
2520 TREATMENT ROOM
2521 OFFICE
2522 OFFICE
2523 OFFICE
2675 TREATMENT ROOM 02
2676 SCRUB ROOM
2677 STERILE ROOM
2679 TREATMENT ROOM 01
2680 OFFICE
2681 OFFICE
2504 CORRIDOR (2504 to 2684)
2682 OFFICE
2217 EXAM
2218 OFFICE
2219 EXAM
2220 EXAM
2221 OFFICE



2222 EXAM
2223 EXAM
2224 EXAM
2225 EXAM
2229 OFFICE
2230 EXAM
2231 EXAM
2232 OFFICE
2233 EXAM
2234 EXAM
2235 OFFICE
2236 EXAM
2237 OFFICE
2238 EXAM
2239 OFFICE
2240 EXAM
2241 OFFICE
2242 OFFICE
2243 EXAM
2215 ELEC
2249 STORAGE
2250 EXAM
2251 OFFICE
2252 EXAM
2253 SUPPLY ROOM
2253 SUPPLY ROOM
2258 EXAM
2259 EXAM
2260 EXAM
2261 EXAM
2262 EXAM
2263 OFFICE
2264 EXAM
2265 EXAM
2270 EXAM
2271 OFFICE
2272 EXAM
2273 EXAM
2274 OFFICE
2275 EXAM
2276 EXAM



2277 OFFICE
2279 LOUNGE
2280 NURSES OFFICE
2280 NURSES OFFICE
2282 EXAM
2283 OFFICE
2284 EXAM
2285 EXAM
2286 OFFICE
2287 EXAM
2208 STORAGE
2209 OFFICE
2211 LOCKER ROOM

3 Hour Fire Barrier NONE

2 Hour Fire Barrier 2-J STAIR STAIR

1 Hour Fire Barrier 2203 ELEC
2210 DIRTY UTILITY

2 - Hour Smoke Barrier 2685 CORRIDOR (2503 to 2685)
2531 RECEPTION
2531 RECEPTION
2524 CORRIDOR (2524 to 2503)
2504 CORRIDOR (2504 to 2503)

2300 CONCOURSE (2505 to 2300)
2684 CORRIDOR

CORRIDOR (BY 2-K to 2200)
2202 M BATHROOM
2201 F BATHROOM
2288 JANITOR
2226 CORRIDOR A
2227 RECEPT SCHED
2227 RECEPT SCHED



2244 CORRIDOR A
2257 CORRIDOR A
2267 RECEPTION
2267 RECEPTION
2278 CORRIDOR A

1 Hour Smoke Barrier NONE



Partition Type Plan Room # Room # Door # MO# Room Discription

1 Smoke Partition / Resistive A 3001A ELEC
2 3001A 3001A-1 ELEC
3 3002 CONFERENCE LIBRARY
4 3003 RESIDENTS (9)
5 3004 RESIDENTS (7)
6 3007 ANES OFFICE (3) 15
7 3008 CORRIDOR
8 3015 CORRIDOR
9 3040 3040A AISLE
10 3031 CLEAN SUPPLY
11 3467 ELEC
12 3105 CORRIDOR (3100 to 3105)
13 3123 VESTIBULE
14 3102 3100 3100 CORRIDOR (3102 to 3100)
15 3026 EQUIP ALCOVE
16 3447 ELEC
17 3700 CORRIDOR (3300 to 3700)
18 3510 AV ROOM

3 Hour Fire Barrier A NONE
19 2 Hour Fire Barrier A 3-A STAIR ST 3A M0396 STAIR
20 3-B STAIR ST 3B STAIR
21 3-C STAIR ST 3C-1 STAIR
22 3-C STAIR ST 3C-2 STAIR
23 3501 M0392 ELEC
24 3-F STAIR ST 3F M0391 STAIR
25 1 Hour Fire Barrier A 3032 EQUIP STORAGE
26 3037 SOILED UTILITY
27 3036 MED PREP / GALLEY
28 3038 EQUIP STORAGE
29 3500 262541 / 896 LOBBY
30 3133 EQUIPMENT
31 3139 TANK ROOM
32 3666 BONE STORAGE
33 3662 SOILED HOLD
34 3700 3673 CORRIDOR (3673 to 3700)

Building 9 - 3rd Floor Plan - Total (Funding Activity Defense Health)
Plan Room #s from existing drawings Refer to individual location sheets shown below



35 3505 GENERAL SURGERY OR #2

36 3513 GENERAL SURGERY OR #3

37 3661 GENERAL SURGERY OR #17
38 3124 3105 CLEAN CORE

39 3125
OPEN HEART-VASCULAR 
OPERATING ROOM 20

40 3136 CATH EQUIP

41 3128
NEUROSURGERY 
OPERATING ROOM 19

42 3137 CATH EQUIP

43 3129
DA VINCI-ORTHOPEDIC 
OPERATING ROOM 18

44 3115 ANESTHESIA SUPPORT
45 3117 ANES WORK
46 3119 ANESTHESIA EQUIPMENT
47 2 - Hour Smoke Barrier A 3000 3-A1A CORRIDOR (3700 to 3000)
48 1 Hour Smoke Barrier A 3040 ANSLE (3104 to 3040)
49 3034 ISOLATION RECOVERY 2
50 3033 ISOLATION RECOVERY 1
51 3023 ANSLE (3100 to 3023)
52 3100 3100A CORRIDOR (3500 to 3100)
53 3106 CT CONTROL
54 3500A CORRIDOR (3500 to 3500A)
55  3709 CORRIDOR (3709 to 3708)
56 3700 CORRIDOR (3709 to 3700)
57 3124 CLEAN CORE
58 3114 SOILED UTILITY TRASH
59 3102 CORRIDOR (3700 to 3102)
60 3108 NURSE ANES (14)
61 3500A CORRIDOR (3300 to 3500A)

62 Smoke Partition / Resistive B 3706 CORRIDOR (3707 to 3706)
63 3573 ELEC
64 3571 EQUIP MGR OFFICE
65 3572 TELE COMM
66 3564 3564 HOUSE KEEPING
67 3704 CORRIDOR (3702 to 3704)
68 3568 SUPPLY OFFICE



69 3566 BIO MED
70 3319 DATA CLST
71 3563 TELE COMM
72 3360 BLOOD BANK
73 3530 3530A 294054 TEAM ROOM
74 3532 3532A 294053 STAFF LOUNGE

3 Hour Fire Barrier B NONE
75 2 Hour Fire Barrier B 3502 3301 3301 M0376 ELEC
76 3-G STAIR ST 3G M0375 STAIR
77 3-D STAIR ST 3D STAIR
78 1 Hour Fire Barrier B 3646 3646A EQUIP
79 3634 EQUIP
80 3622 EQUIP
81 3616 EQUIP
82 3612 EQUIP
83 3610 EQUIP
84 3608 EQUIP
85 3592 EQUIP
86 3588 EQUIP
87 3649 EQUIP
88 3629 WASTE DOCK
89 3611 EQUIP
90 3607 EQUIP

91 3653 GENERAL SURGERY OR #16

92 3623 GENERAL SURGERY OR #13

93 3615 GENERAL SURGERY OR #12

94 3569 HOUSE KEEPING STORAGE
95 3574 CLEAN CORE

96 3601 GENERAL SURGERY OR #11

97 3593 GENERAL SURGERY OR #10

98 3574 3574A CLEAN CORE (3705 to 3574)

99 3585 GENERAL SURGERY OR #9



100 3577 GENERAL SURGERY OR #8
101 3570 EQUIP
102 3553 MICROSCOPE OR #7
103 3545 MICROSCOPE OR #6
104 3539 EQUIP
105 3519 EQUIP
106 3560 FEMALE LOCKERS
107 3560 3560A FEMALE LOCKERS

108 3562
DIRTY CARGOMASTER 
ROOM

109 3576 MALE LOCKERS
110 3576 3576A 094209 MALE LOCKERS
111 3501 3300 825664 LOBBY

2 - Hour Smoke Barrier B NONE
112 1 Hour Smoke Barrier B 3646 EQUIP
113 3707 CORRIDOR (3708 to 3707)

114 3643 GENERAL SURGERY OR #15

115 3635 GENERAL SURGERY OR #14

116 3567 CLEAN CORE (3673 to 3567)

117 3525 GENERAL SURGERY OR #4

118 3533 GENERAL SURGERY OR #5
119 3702 CORRIDOR (3701 to 3702)
120 3302 3373 495644 / 645 CORRIDOR (3300 to 3302)
121 3707 3707 CORRIDOR (3707 to 3703)

122 3567 CLEAN CORE (3703 to 3567)
123 3702 CORRIDOR (3703 to 3702)

124 3562 3562A
DIRTY CARGOMASTER 
ROOM

125 3302 3353 MJ0826 CORRIDOR (3302 to 3302)

126 Smoke Partition / Resistive C 3600 STAFF LOUNGE
127 3601 NURSE MANAGER (2)
128 3602 CLINIC MANAGER
129 3603 DIRECTOR (2)



130 3605 RECEPTION
131 3606 3607A WAITING
132 3609 CONSULT
133 3611 EXAM #3
134 3612 EXAM #2
135 3613 EXAM #1
136 3614 NCOIC
137 3615 NURSES (4)
138 3616 STAFF TOILET
139 3618 CLEAN SUPPLY
140 3620 EXAM #4
141 3621 PATIENT TOILET
142 3623 EXAM #5
143 3624 TECHNICIANS (4)
144 3625 PROCEDURE 4
145 3626 PROCEDURE 3
146 3627 PROCEDURE 2
147 3628 PROCEDURE 1
148 3629 CONFERENCE
149 3503B ANTEROOM
150 3504B M0705 ANTEROOM
151 3505 PAIN BLOCK RM 3
152 3506 PAIN BLOCK RM 4
153 3507 PROV OFFICE
154 3513 NEEDLE PREP RM
155 3514 OFLOW PAT RM 7
156 3515 OFLOW PAT RM 6
157 3516 OFLOW PAT RM 5
158 3509 NURSE SUPERVISOR
159 3510 SOILED UTILITY

160 3557
TISSUE BANK PROTO 
NURSE 2

161 3519 PATIENT LOCKERS
162 3520 CONSULT RM
163 3549 NOURISHMENT
164 3550 TLT
165 3545 OFLOW PAT RM 2
166 3546 OFLOW PAT RM 1
167 3547 ENDO SCOPE STORAGE
168 3552 PEDS ENDO
169 3553 PEDS SEDATION 4



170 3554 PEDS SEDATION 3
171 3555 PEDS SEDATION 2
172 3556 PEDS SEDATION 1

3 Hour Fire Barrier C NONE
173 2 Hour Fire Barrier C 3-E STAIR ST 3E M0393 STAIR
174 1 Hour Fire Barrier C 3619 41112598 SOILED UTILITY
175 3512 CLEAN UTILITY
176 3559 EQ STORAGE
178 2 - Hour Smoke Barrier C 3700 3700M 118213 / 249 MECHANICAL ROOM
179 3502 846236 / 232 CORR (3631 to 3502)
180 1 Hour Smoke Barrier C 3630 3624 102052 / 053 CORR (3631 to 3630)
181 3606 3706 WAITING (3632 to 3606)

182 Smoke Partition / Resistive D 3517 OFLOW PAT RM 4
183 3523 TELECOM
184 3524 TOILET
185 3526 FAM TOILET
186 3527 FAM TOILET

187 3531 PREADMISSION WAIT ROOM
188 3532 RECEPTION
189 3533 VITAL SIGNS
190 3534 CLEAN SPLY LINEN
191 3558 JANITORS CLOSET
192 3543 ELEC
193 3560 FAMILY COUNSELING
194 3561 NURSE MANAGER OFFICE
195 3562 PUB TLT
196 3563 PUB TLT
197 3537 EXAM ROOM 05
198 3538 EXAM ROOM 04
199 3539 EXAM ROOM 03
200 3540 EXAM ROOM 02
201 3541 EXAM ROOM 01
202 3544 OFLOW PAT RM 3
203 3220 3220 CORRIDOR
204 3227 EQUIPMENT
205 3218 3221 3221 PM/PS ADMIN (6)

3 Hour Fire Barrier D NONE
206 2 Hour Fire Barrier D 3-K STAIR ST 3K M0374 STAIR
207 1 Hour Fire Barrier D 3522 SOILED UTILITY



208 3535 SOILED UTILITY
209 3226 SOILED UTILITY
210 3229 CLEAN SUPPLY
211 2 - Hour Smoke Barrier D 3220 3236 MJ0799 CORR
212 3200 ME RM

213 1 Hour Smoke Barrier D 3531 3530 MJ0800 PREADMISSION WAIT ROOM
214 3536 CORR (3220 to 3536)

Total Doors 214



Building 9 - 3rd Floor Plan - 
Fire Barrier A - FS-034

Partition Type Plan Room # Room # Door # MO# Room Discription
Smoke Partition / Resistive 3001A ELEC

3001A 3001A-1 ELEC
3002 CONFERENCE LIBRARY
3003 RESIDENTS (9)
3004 RESIDENTS (7)
3007 ANES OFFICE (3) 15
3008 CORRIDOR
3015 CORRIDOR
3040 3040A AISLE
3031 CLEAN SUPPLY
3467 ELEC
3105 CORRIDOR (3100 to 3105)
3123 VESTIBULE
3102 3100 3100 CORRIDOR (3102 to 3100)
3026 EQUIP ALCOVE
3447 ELEC
3700 CORRIDOR (3300 to 3700)
3510 AV ROOM

3 Hour Fire Barrier NONE

2 Hour Fire Barrier 3-A STAIR ST 3A M0396 STAIR
3-B STAIR ST 3B STAIR
3-C STAIR ST 3C-1 STAIR
3-C STAIR ST 3C-2 STAIR

3501 M0392 ELEC
3-F STAIR ST 3F M0391 STAIR

1 Hour Fire Barrier 3032 EQUIP STORAGE
3037 SOILED UTILITY
3036 MED PREP / GALLEY
3038 EQUIP STORAGE
3500 262541 / 896 LOBBY



3133 EQUIPMENT
3139 TANK ROOM
3666 BONE STORAGE
3662 SOILED HOLD
3700 3673 CORRIDOR (3673 to 3700)

3505 GENERAL SURGERY OR #2

3513 GENERAL SURGERY OR #3

3661 GENERAL SURGERY OR #17
3124 3105 CLEAN CORE

3125
OPEN HEART-VASCULAR 
OPERATING ROOM 20

3136 CATH EQUIP

3128
NEUROSURGERY 
OPERATING ROOM 19

3137 CATH EQUIP

3129
DA VINCI-ORTHOPEDIC 
OPERATING ROOM 18

3115 ANESTHESIA SUPPORT
3117 ANES WORK
3119 ANESTHESIA EQUIPMENT

2 - Hour Smoke Barrier 3000 3-A1A CORRIDOR (3700 to 3000)

1 Hour Smoke Barrier 3040 ANSLE (3104 to 3040)
3034 ISOLATION RECOVERY 2
3033 ISOLATION RECOVERY 1
3023 ANSLE (3100 to 3023)
3100 3100A CORRIDOR (3500 to 3100)
3106 CT CONTROL

3500A CORRIDOR (3500 to 3500A)
 3709 CORRIDOR (3709 to 3708)

3700 CORRIDOR (3709 to 3700)
3124 CLEAN CORE
3114 SOILED UTILITY TRASH
3102 CORRIDOR (3700 to 3102)
3108 NURSE ANES (14)



3500A CORRIDOR (3300 to 3500A)



Building 9 - 3rd Floor Plan - 
Fire Barrier B - FS-035

Partition Type Plan Room # Room # Door # MO# Room Discription
Smoke Partition / Resistive 3706 CORRIDOR (3707 to 3706)

3573 ELEC
3571 EQUIP MGR OFFICE
3572 TELE COMM
3564 3564 HOUSE KEEPING
3704 CORRIDOR (3702 to 3704)
3568 SUPPLY OFFICE
3566 BIO MED
3319 DATA CLST
3563 TELE COMM
3360 BLOOD BANK
3530 3530A 294054 TEAM ROOM
3532 3532A 294053 STAFF LOUNGE

3 Hour Fire Barrier NONE

2 Hour Fire Barrier 3502 3301 3301 M0376 ELEC
3-G STAIR ST 3G M0375 STAIR
3-D STAIR ST 3D STAIR

1 Hour Fire Barrier 3646 3646A EQUIP
3634 EQUIP
3622 EQUIP
3616 EQUIP
3612 EQUIP
3610 EQUIP
3608 EQUIP
3592 EQUIP
3588 EQUIP
3649 EQUIP
3629 WASTE DOCK
3611 EQUIP
3607 EQUIP



3653 GENERAL SURGERY OR #16

3623 GENERAL SURGERY OR #13

3615 GENERAL SURGERY OR #12

3569 HOUSE KEEPING STORAGE
3574 CLEAN CORE

3601 GENERAL SURGERY OR #11

3593 GENERAL SURGERY OR #10

3574 3574A CLEAN CORE (3705 to 3574)

3585 GENERAL SURGERY OR #9

3577 GENERAL SURGERY OR #8
3570 EQUIP
3553 MICROSCOPE OR #7
3545 MICROSCOPE OR #6
3539 EQUIP
3519 EQUIP
3560 FEMALE LOCKERS
3560 3560A FEMALE LOCKERS

3562
DIRTY CARGOMASTER 
ROOM

3576 MALE LOCKERS
3576 3576A 094209 MALE LOCKERS
3501 3300 825664 LOBBY

2 - Hour Smoke Barrier NONE

1 Hour Smoke Barrier 3646 EQUIP
3707 CORRIDOR (3708 to 3707)

3643 GENERAL SURGERY OR #15



3635 GENERAL SURGERY OR #14

3567 CLEAN CORE (3673 to 3567)

3525 GENERAL SURGERY OR #4

3533 GENERAL SURGERY OR #5
3702 CORRIDOR (3701 to 3702)
3302 3373 495644 / 645 CORRIDOR (3300 to 3302)
3707 3707 CORRIDOR (3707 to 3703)

3567 CLEAN CORE (3703 to 3567)
3702 CORRIDOR (3703 to 3702)

3562 3562A
DIRTY CARGOMASTER 
ROOM

3302 3353 MJ0826 CORRIDOR (3302 to 3302)



Building 9 - 3rd Floor Plan - 
Fire Barrier C - FS-036

Partition Type Plan Room # Room # Door # MO# Room Discription
Smoke Partition / Resistive 3600 STAFF LOUNGE

3601 NURSE MANAGER (2)
3602 CLINIC MANAGER
3603 DIRECTOR (2)
3605 RECEPTION
3606 3607A WAITING
3609 CONSULT
3611 EXAM #3
3612 EXAM #2
3613 EXAM #1
3614 NCOIC
3615 NURSES (4)
3616 STAFF TOILET
3618 CLEAN SUPPLY
3620 EXAM #4
3621 PATIENT TOILET
3623 EXAM #5
3624 TECHNICIANS (4)
3625 PROCEDURE 4
3626 PROCEDURE 3
3627 PROCEDURE 2
3628 PROCEDURE 1
3629 CONFERENCE

3503B ANTEROOM
3504B M0705 ANTEROOM
3505 PAIN BLOCK RM 3
3506 PAIN BLOCK RM 4
3507 PROV OFFICE
3513 NEEDLE PREP RM
3514 OFLOW PAT RM 7
3515 OFLOW PAT RM 6
3516 OFLOW PAT RM 5
3509 NURSE SUPERVISOR
3510 SOILED UTILITY

3557
TISSUE BANK PROTO 
NURSE 2



3519 PATIENT LOCKERS
3520 CONSULT RM
3549 NOURISHMENT
3550 TLT
3545 OFLOW PAT RM 2
3546 OFLOW PAT RM 1
3547 ENDO SCOPE STORAGE
3552 PEDS ENDO
3553 PEDS SEDATION 4
3554 PEDS SEDATION 3
3555 PEDS SEDATION 2
3556 PEDS SEDATION 1

3 Hour Fire Barrier NONE

2 Hour Fire Barrier 3-E STAIR ST 3E M0393 STAIR

1 Hour Fire Barrier 3619 41112598 SOILED UTILITY
3512 CLEAN UTILITY
3559 EQ STORAGE

2 - Hour Smoke Barrier 3700 3700M 118213 / 249 MECHANICAL ROOM
3502 846236 / 232 CORR (3631 to 3502)

1 Hour Smoke Barrier 3630 3624 102052 / 053 CORR (3631 to 3630)
3606 3706 WAITING (3632 to 3606)



Building 9 - 3rd Floor Plan - 
Fire Barrier D - FS-037

Partition Type Plan Room # Room # Door # MO# Room Discription
Smoke Partition / Resistive 3517 OFLOW PAT RM 4

3523 TELECOM
3524 TOILET
3526 FAM TOILET
3527 FAM TOILET

3531 PREADMISSION WAIT ROOM
3532 RECEPTION
3533 VITAL SIGNS
3534 CLEAN SPLY LINEN
3558 JANITORS CLOSET
3543 ELEC
3560 FAMILY COUNSELING
3561 NURSE MANAGER OFFICE
3562 PUB TLT
3563 PUB TLT
3537 EXAM ROOM 05
3538 EXAM ROOM 04
3539 EXAM ROOM 03
3540 EXAM ROOM 02
3541 EXAM ROOM 01
3544 OFLOW PAT RM 3
3220 3220 CORRIDOR
3227 EQUIPMENT
3218 3221 3221 PM/PS ADMIN (6)

3 Hour Fire Barrier NONE

2 Hour Fire Barrier 3-K STAIR ST 3K M0374 STAIR

1 Hour Fire Barrier 3522 SOILED UTILITY
3535 SOILED UTILITY
3226 SOILED UTILITY



3229 CLEAN SUPPLY

2 - Hour Smoke Barrier 3220 3236 MJ0799 CORR
3200 ME RM

1 Hour Smoke Barrier 3531 3530 MJ0800 PREADMISSION WAIT ROOM
3536 CORR (3220 to 3536)



Partition Type Plan Room # Room # Door # MO# Room Discription

Smoke Partition / Resistive 1FB NONE
3 Hour Fire Barrier 1FB NONE
2 Hour Fire Barrier 1FB NONE
1 Hour Fire Barrier 1FB NONE

1 2 - Hour Smoke Barrier 1FB 1C01 IC01 CORR
1 Hour Smoke Barrier 1FB NONE

Smoke Partition / Resistive 2FB NONE
3 Hour Fire Barrier 2FB NONE
2 Hour Fire Barrier 2FB NONE
1 Hour Fire Barrier 2FB NONE

2 2 - Hour Smoke Barrier 2FB 2C01 2C01 CORR
1 Hour Smoke Barrier 2FB NONE

Smoke Partition / Resistive 9EP NONE
3 Hour Fire Barrier 9EP NONE

3 2 Hour Fire Barrier 9EP 4-G ST 4G STAIR

4
ELEV MACHINE 

ROOM ELEV MECH RM M0066 ELEV MACHINE
5 PENTHOUSE 4204 M04?? PENTHOUSE
6 4400 4404 M0071 OBSERVATION
7 4400 4403B M0075 OBSERVATION
8 4400 4403C M0072 OBSERVATION
9 4400 4402C M0073 OBSERVATION
10 4-D ST 4D M0001 STAIR

1 Hour Fire Barrier 9EP NONE
2 - Hour Smoke Barrier 9EP NONE
1 Hour Smoke Barrier 9EP NONE
Smoke Partition / Resistive 
9WP NONE
3 Hour Fire Barrier 9WP NONE

11 2 Hour Fire Barrier 9WP 4300 4300 ELEVATOR EQUIP ROOM
12 4-F ST 4F M0091 STAIR
13 1 Hour Fire Barrier 9WP 4313 4313 140774 / 775 ELEC

2 - Hour Smoke Barrier 9WP NONE

Building 9 - Penthouse Plan - Total (Funding Activity Defense Health)
Plan Room #s from existing drawings Refer to individual location sheets shown below



1 Hour Smoke Barrier 9WP NONE

Total Doors 13



Building 9 - 1st Floor Bridge 
Plan - Fire Barrier - FS-038

Partition Type Plan Room # Room # Door # MO# Room Discription
Smoke Partition / Resistive NONE

3 Hour Fire Barrier NONE

2 Hour Fire Barrier NONE

1 Hour Fire Barrier NONE

2 - Hour Smoke Barrier 1C01 IC01 CORR

1 Hour Smoke Barrier NONE

Building 9 - 2nd Floor Bridge 
Plan - Fire Barrier - FS-038

Partition Type Plan Room # Room # Door # MO# Room Discription
Smoke Partition / Resistive NONE

3 Hour Fire Barrier NONE

2 Hour Fire Barrier NONE

1 Hour Fire Barrier NONE



2 - Hour Smoke Barrier 2C01 2C01 CORR

1 Hour Smoke Barrier NONE



Building 9 - East Penthouse 
Plan - Fire Barrier - FS-038

Partition Type Plan Room # Room # Door # MO# Room Discription
Smoke Partition / Resistive NONE

3 Hour Fire Barrier NONE

2 Hour Fire Barrier 4-G ST 4G STAIR
ELEV MACHINE 

ROOM ELEV MECH RM M0066 ELEV MACHINE
PENTHOUSE 4204 M04?? PENTHOUSE

4400 4404 M0071 OBSERVATION
4400 4403B M0075 OBSERVATION
4400 4403C M0072 OBSERVATION
4400 4402C M0073 OBSERVATION
4-D ST 4D M0001 STAIR

1 Hour Fire Barrier NONE

2 - Hour Smoke Barrier NONE

1 Hour Smoke Barrier NONE



Building 9 - West Penthouse 
Plan - Fire Barrier - FS-038

Partition Type Plan Room # Room # Door # MO# Room Discription
Smoke Partition / Resistive NONE

3 Hour Fire Barrier NONE

2 Hour Fire Barrier 4300 4300
ELEVATOR EQUIPMENT 
ROOM

4-F ST 4F M0091 STAIR

1 Hour Fire Barrier 4313 4313 140774 / 775 ELEC

2 - Hour Smoke Barrier NONE

1 Hour Smoke Barrier NONE



Partition Type Plan Room # Room # Door # MO# Room Discription
1 Smoke Partition / Resistive A 1529 1529 1529 Hot Pat Wait
2 1533 1533 1533 Staff Lounge
3 1601 1601 1601 Staff RAD 26
4 1603 1603 1603 Staff RAD 27
5 1605 1605 1605 Conf / LIB
6 1607 1607 1607 Conf / LIB
7 1606 1606 1606 SEC SEC01
8 1602 1602 1602 Staff RAD 19
9 1504 1504 1504 NUC Med Read

10 1505 1505 1505 Up Take Probe
11 1507 1505 1507 RESTROOM (Inner door)
12 1509 1509 1509 JANITOR
13 1511 1511 1511 TELE - RAD XVC01
14 1519 1519 1519 INJ
15 1523 1523 1523 HOT LAB
16 1512 1512 1512 NUC MED IMAGING
17 1514 1514 1514 NUC MED WHOLE BODY SCANNING
18 1516 1516 1516 PAT INJ 1
19 1522 1522 1522 PET CT NMSS1
20 1524 1524 1524 CONTROL XCTC1
21 1526 1526 1526 PET CT NMSS1
22 1528 1528 1528 PAT INJ 4
23 1534 1534 1534 NUC MED WHOLE BODY SCANNING
24 1536 1536 1536 PET READ
25 Smoke Partition / Resistive B 1302 1302 1302 Radio Office
26 1304 1304 1304 Pacs / IRS
27 1306 1306 1306 SEC SEC01
28 1312 1312 1312 Storage Room
29 1314 1314 1340 Tech Train Area OFA03
30 1210 1210 1210 Staff / TLT
31 1301 1305 1301 Male LKRS
32 1305 1301 1305 Female LKRS
33 1204 1204 1204 Exam 12 EXER1
34 1206 1206 1206 Exam 11 EXER2
35 1208 1208 1208 Exam 10 EXER3
36 1214 1214 1214 Exam 9 EXER2
37 1216 1216 1216 Exam 8 EXER3
38 1218 1218 1218 Exam 7 EXER4
39 1220 1220 1220 Exam 6 EXER3
40 1222 1222 1222 Exam 5 EXER4
41 1224 1224 1224 Exam 4 EXER5
42 1226 1226 1226 Exam 3 EXER4
43 1228 1228 1228 Exam 2 EXER5
44 1230 1230 1230 Ante Room
45 1201 1201 1201 Pat TLT TLT01

Building 9A - 1st Floor Plan Plan - Total (Funding Activity Defense Health)
Plan Room #s from existing drawings Refer to individual location sheets shown below



46 1101 1101 1101 Exam 14 EXER1
47 1203 1203 1203 Exam 13 EXER1
48 1106 1106 1106 Pat TLT TLTU1
49 1108 1108 1108 Securerd Hold
50 1207 1207 1207 Meds MEDP1
51 1225 1225 1225 PAT TLT
52 1120 1120 1120 Exam 25 EXER1
53 1105 1105 1105 Exam 15 EXER1
54 1107 1107 1107 Exam 16 EXER1
55 1109 1109 1109 Exam 17 EXER1
56 1004 1004 1004 Vest CORR1
57 1003 1003 1003 Triage 1 EXRG5
58 1005 1005 1005 Triage 2 EXRG5
59 1007 1007 1007 Work Room
60 1111 1111 1111 Gyn Exam 18 EXER1
61 1115 1115 1115 Exam 19 EXER1
62 1117 1117 1117 Exam 20 EXER1
63 1042 1042 1042 Trauma 2 TRET3
64 1026 1026 1026 Exam 22 EXER1
65 1024 1024 1024 Exam 21 EXER1
66 1020 1020 1020 Exam 26 EXER1
67 1010 1010 1010 Nour NCWD1
68 1041 1041 1041 Trauma 1
69 1125 1125 1125 Exam 24 EXER1
70 1031 1031 1031 Entry Corr1
71 1029 1029 1029 Staff Lounge
72 1019 1019 1019 Decon Suite
73 1011 1011 1011 Ambul Rect / Team
74 1017 1017 1017 First Resp
75 1013 1013 1013 Emer SPLY
76 1009 1009 1009 Family Consult

3 Hour Fire Barrier A NONE Family Consult
3 Hour Fire Barrier B NONE

77 2 Hour Fire Barrier A STB3 STB3 STB3-B STAIR B3 STA01
78 2 Hour Fire Barrier B 1402 1402 1402 Comm Comm1
79 1404 1404 1404 Elec Elec1
80 STB2 STB2 STB2-1 Stair B2 STA01
81 1309 1309 1309 90068222 Comm Comm1
82 1311 1311 1311 90068220 Elec Elec1
83 STB1 STB1 STB1-1 Stair B1 STA01
84 1001 1001 1800 Wait WRC01
85 1 Hour Fire Barrier A 1501 1501 1501 40072967 CLN UTL
86 1503 1503 1503 70072970 SOIL UTL
87 1517 1517 1517 HOT TRASH
88 1 Hour Fire Barrier B 1202 1202 1202 40072968 CLN UTL
89 1103 1103 1103 Soil UTL
90 1022 1022 1022 40072971 SPLY / EQPM
91 1022 1022 1022A 40072974 SPLY / EQPM
92 1022 1022 1022B 40078312 Housekeeping



93 1025 1025 1025 Flam ST
94 2 - Hour Smoke Barrier A STB3 STB3 STB3-B-1 STAIR B3 STA01
95 1550 1550 1949 CORR CORR1
96 1502 1502 1869 CORR CORR1
97 2 - Hour Smoke Barrier B 1400 1400 1845 Corr Corr1
98 1200 1200 1856 40072969 Corr Corr1

1 Hour Smoke Barrier A NONE
99 1 Hour Smoke Barrier B 1340 1340 1340 Corr Corr1

100 1300 1300 1300 Corr Corr1

Total Doors 100

Partition Type Plan Room # Room # Door # MO# Room Discription
Smoke Partition / Resistive 1529 1529 1529 Hot Pat Wait

1533 1533 1533 Staff Lounge
1601 1601 1601 Staff RAD 26
1603 1603 1603 Staff RAD 27
1605 1605 1605 Conf / LIB
1607 1607 1607 Conf / LIB
1606 1606 1606 SEC SEC01
1602 1602 1602 Staff RAD 19
1504 1504 1504 NUC Med Read
1505 1505 1505 Up Take Probe
1507 1505 1507 RESTROOM (Inner door)
1509 1509 1509 JANITOR
1511 1511 1511 TELE - RAD XVC01
1519 1519 1519 INJ
1523 1523 1523 HOT LAB
1512 1512 1512 NUC MED IMAGING
1514 1514 1514 NUC MED WHOLE BODY SCANNING
1516 1516 1516 PAT INJ 1
1522 1522 1522 PET CT NMSS1
1524 1524 1524 CONTROL XCTC1
1526 1526 1526 PET CT NMSS1
1528 1528 1528 PAT INJ 4
1534 1534 1534 NUC MED WHOLE BODY SCANNING
1536 1536 1536 PET READ

3 Hour Fire Barrier NONE

2 Hour Fire Barrier STB3 STB3 STB3-B STAIR B3 STA01

Building 9A - 1st Floor Plan - Fire Barrier A - FS-041



1 Hour Fire Barrier 1501 1501 1501 40072967 CLN UTL
1503 1503 1503 70072970 SOIL UTL
1517 1517 1517 HOT TRASH

2 - Hour Smoke Barrier STB3 STB3 STB3-B-1 STAIR B3 STA01
1550 1550 1949 CORR CORR1
1502 1502 1869 CORR CORR1

1 Hour Smoke Barrier NONE

Building 9A - 1st Floor Plan - Fire Barrier B - FS-042
Partition Type Plan Room # Room # Door # MO# Room Discription

Smoke Partition / Resistive 1302 1302 1302 Radio Office
1304 1304 1304 Pacs / IRS
1306 1306 1306 SEC SEC01
1312 1312 1312 Storage Room
1314 1314 1340 Tech Train Area OFA03
1210 1210 1210 Staff / TLT
1301 1305 1301 Male LKRS
1305 1301 1305 Female LKRS
1204 1204 1204 Exam 12 EXER1
1206 1206 1206 Exam 11 EXER2
1208 1208 1208 Exam 10 EXER3
1214 1214 1214 Exam 9 EXER2
1216 1216 1216 Exam 8 EXER3
1218 1218 1218 Exam 7 EXER4
1220 1220 1220 Exam 6 EXER3
1222 1222 1222 Exam 5 EXER4
1224 1224 1224 Exam 4 EXER5
1226 1226 1226 Exam 3 EXER4
1228 1228 1228 Exam 2 EXER5
1230 1230 1230 Ante Room
1201 1201 1201 Pat TLT TLT01
1101 1101 1101 Exam 14 EXER1
1203 1203 1203 Exam 13 EXER1
1106 1106 1106 Pat TLT TLTU1
1108 1108 1108 Securerd Hold
1207 1207 1207 Meds MEDP1
1225 1225 1225 PAT TLT
1120 1120 1120 Exam 25 EXER1
1105 1105 1105 Exam 15 EXER1
1107 1107 1107 Exam 16 EXER1
1109 1109 1109 Exam 17 EXER1



1004 1004 1004 Vest CORR1
1003 1003 1003 Triage 1 EXRG5
1005 1005 1005 Triage 2 EXRG5
1007 1007 1007 Work Room
1111 1111 1111 Gyn Exam 18 EXER1
1115 1115 1115 Exam 19 EXER1
1117 1117 1117 Exam 20 EXER1
1042 1042 1042 Trauma 2 TRET3
1026 1026 1026 Exam 22 EXER1
1024 1024 1024 Exam 21 EXER1
1020 1020 1020 Exam 26 EXER1
1010 1010 1010 Nour NCWD1
1041 1041 1041 Trauma 1
1125 1125 1125 Exam 24 EXER1
1031 1031 1031 Entry Corr1
1029 1029 1029 Staff Lounge
1019 1019 1019 Decon Suite
1011 1011 1011 Ambul Rect / Team
1017 1017 1017 First Resp
1013 1013 1013 Emer SPLY
1009 1009 1009 Family Consult

3 Hour Fire Barrier None

2 Hour Fire Barrier 1402 1402 1402 Comm Comm1
1404 1404 1404 Elec Elec1
STB2 STB2 STB2-1 Stair B2 STA01
1309 1309 1309 90068222 Comm Comm1
1311 1311 1311 90068220 Elec Elec1
STB1 STB1 STB1-1 Stair B1 STA01
1001 1001 1800 Wait WRC01

1 Hour Fire Barrier 1202 1202 1202 40072968 CLN UTL
1103 1103 1103 Soil UTL
1022 1022 1022 40072971 SPLY / EQPM
1022 1022 1022A 40072974 SPLY / EQPM
1022 1022 1022B 40078312 Housekeeping
1025 1025 1025 Flam ST

2 - Hour Smoke Barrier 1400 1400 1845 Corr Corr1
1200 1200 1856 40072969 Corr Corr1

1 Hour Smoke Barrier 1340 1340 1340 Corr Corr1
1300 1300 1300 Corr Corr1



Partition Type Plan Room # Room # Door # MO# Room Discription
1 Smoke Partition / Resistive A 2332 STAFF LOUNGE
2 2331 ADMIN CUBICLES
3 2328 JAN
4 2326 TRANSESOPHAGEAL
5 2324 TREADMILL 1
6 2428 NOUR
7 2320 TILT TABLE
8 2322 PACEMAKER / EKG
9 2317 ECHO 1

10 2316 ECHO 4
11 2314 ECHO 3
12 2315 ECHO 2
13 2313 PAT TLT
14 2308 CARDIO NCOIC
15 2310 CARDIO NRS MGR
16 2311 ULTRA
17 2424 P/R SUITE
18 2306 PROC
19 2215 VASC PROV 08
20 Smoke Partition / Resistive B 2051 SUB WAIT
21 2053 VIEW 1
22 2138 PERF
23 2110 VASC PROV 06
24 2106 ADMIN
25 2104 MALE LKRS
26 2102 FEMALE LKRS
27 2103 MALE LKRS
28 2103 MALE LKRS
29 2101 OFF
30 2001 FEMALE LKRS
31 2001 FEMALE LKRS
32 2005 VIEW 2
33 2007 STAFF TLT
34 2056 ANGIO BI PLANE NEURO
35 2064 GENERAL PURPOSE BI PLANE
36 2009 STAFF TLT
37 2013 OFF

Building 9A - 2nd Floor Plan Plan - Total 
(Funding Activity Defense Health)
Plan Room #s from existing drawings Refer to individual location sheets shown below



38 2015 NRC PRAC
39 2012 STERILE SPLY
40 2012 STERILE SPLY
41 2050 ANGIO CARDIAC CATH
42 2042 ANGIO CARDIAC CATH
43 2032 ANGIO CARDIAC CATH
44 2024 ANGIO CARDIAC CATH
45 2017 PHYS ASST
46 2019 NCOIC
47 2021 PROVIDER OFF
48 2025 CONF
49 2027 STAFF LOUNGE
50 2039 ADMIN CUBICLES
51 2041 JAN
52 2045 VIEW 4
53 2047 SUB WAIT
54 2049 EQPM

3 Hour Fire Barrier A NONE
3 Hour Fire Barrier B NONE

55 2 Hour Fire Barrier A STB3 STAIR B3
56 2212 COMM
57 2214 ELEC
58 2 Hour Fire Barrier B STB2 STAIR B2
59 2107 ELEC
60 2105 COMM
61 STB1 STAIR B1
62 1 Hour Fire Barrier A 2302 SOIL UTL
63 2304 CLN UTL
64 1 Hour Fire Barrier B 2057 CARDIAC CATH INSTUMENT
65 2011 CLN UTL
66 2023 EQPM CLN UP
67 2043 SOIL UTL
68 2 - Hour Smoke Barrier A 2318 CORR
69 2303 CORR
70 2210 CORR

2 - Hour Smoke Barrier B NONE
1 Hour Smoke Barrier A NONE

71 1 Hour Smoke Barrier B 2100 CORR
72 2004 CORR
73 2072 ANGIO SINGLE PLANE
74 2006 CORR



Total Doors 74



Partition Type Plan Room # Room # Door # MO# Room Discription
1 Smoke Partition / Resistive A 3405 3405 3405 ANESTH OFF 12
2 3406 317 3406 PAT RM 10 NEG ISOL
3 3410 318 3410 PAT RM 9 NEG ISOL
4 3416 319 3416 PAT RM 8 NEG ISOL
5 3422 320 3422 PAT RM 7 NEG ISOL
6 3426 321 3426 PAT RM 6 NEG ISOL
7 3432 3432 3432 DAY ROOM 01
8 3436 3436 3436 STAFF TLT
9 3438 322 3438 PAT RM 5 NEG ISOL

10 3444 3444 3444 PAT RM 4 NEG ISOL
11 3322 3322 3322 STAFF LOUNGE
12 3340 324 3340 PAT RM 3 NEG ISOL
13 3346 325 3346 PAT RM 2 NEG ISOL
14 3350 3350 3350 WORKS ROOM
15 3354 326 3354 PAT RM 1 NEG ISOL
16 3329 3329 3329 JAN
17 3325 3325 3325 CONSULT
18 3323 3323 3323 ANESTH OFF 2
19 3321 3321 3321 ANESTH OFF 3
20 3319 3319 3319 ANESTH OFF 4
21 3317 3317 3317 ANESTH OFF 5
22 3315 3315 3315 ANESTH OFF 6
23 3305 3305 3305 ANESTH OFF 7
24 3303 3303 3303 WAIT
25 3302 3302 3302 ANESTH OFF 11
26 3304 3304 3304 ANESTH OFF 10
27 3316 3316 3316 ANESTH OFF 9
28 3318 3318 3318 ANESTH OFF 8
29 3320 3320 3320 MEDS
30 3429 3429 3429 TEAM ROOM
31 3308 3308 3308 ANESTH OFF 1
32 Smoke Partition / Resistive B 3095 315 3095 PAT RM 12 NEG ISOL
33 3101 316 3101 PAT RM 11 NEG ISOL
34 3105 3105 3105 STAFF LOUNGE
35 3005 3005 3005 BLOOD GAS LAB
36 3017 3017 3017 JAN
37 3019 301 3019 PAT RM 26 NEG ISOL
38 3025 302 3025 PAT RM 25 NEG ISOL

Building 9A  3rd Floor Plan Plan  Total 
(Funding Activity Defense Health)
Plan Room #s from existing drawings Refer to individual location sheets shown below



39 3029 303 3029 PAT RM 24 NEG ISOL
40 3035 304 3035 PAT RM 23 NEG ISOL
41 3039 3039 3039 ANTE-ROOM
42 3053 307 3053 PAT RM 20 NEG ISOL
43 3057 308 3057 PAT RM 19 NEG ISOL
44 3061 3061 3061 DAY ROOM 03
45 3063 309 3063 PAT RM 18 NEG ISOL
46 3069 310 3069 PAT RM 17 NEG ISOL
47 3073 311 3073 PAT RM 16 NEG ISOL
48 3079 312 3079 PAT RM 15 NEG ISOL
49 3083 313 3083 PAT RM 14 NEG ISOL
50 3089 314 3089 PAT RM 13 NEG ISOL
51 3093 3093 3093 CDAY ROOM 02
52 3218 3218 3218 CONF
53 3006 3006 3006 RS THER CUB
54 3008 3008 3008 RS STAFF LOUNGE
55 3212 3212 3212 OFF
56 3215 3215 3215 WCOIC OFF
57 3216 3216 3216 RS NCOIC
58 3219 3219 3219 OFF
59 3014 3014 3014 RS OFF 1
60 3016 3016 3016 RS OFF 2
61 3018 3018 3018 RS OFF 3
62 3206 3206 3206 CONSULT
63 3208 3208 3208 NRS OFF
64 3209 3209 3209 ON-CALL 01
65 3205 3205 3205 ON-CALL 02
66 3233 3233 3233 TEAM ROOM
67 3233 3233 3233A TEAM ROOM
68 3217 3217 3217 SHARED OFF
69 3215 3215 3215 SHARED OFF
70 3213 3213 3213 SHARED OFF
71 3220 3220 3220 MALE LKRS
72 3226 3226 3226 FEMALE LKRS
73 3232 3232 3232 TEAM ROOM
74 3232 3232 3232A TEAM ROOM

3 Hour Fire Barrier A NONE
3 Hour Fire Barrier B NONE

75 2 Hour Fire Barrier A STB3 STB3 STB3-3 STAIR B3
76 3401 3401 3401 90068477 COMM
77 3403 3403 3403 90068479 ELEC



78 2 Hour Fire Barrier B STB2 STB2 STB2-3 STAIR B2
79 STB1 STB1 STB1-3 STAIR B1
80 3106 3106 3106 90068322 ELEC
81 3108 3108 3108 90068478 COMM
82 1 Hour Fire Barrier A 3327 3327 3327 TRASH
83 3330 3330 3330 CLN UTL
84 3328 3328 3328 SOIL UTL
85 3310 3310 3310 EQPM
86 3312 3312 3312 40073053 CLN UTL
87 3314 3314 3314 70073047 SOIL UTL
88 1 Hour Fire Barrier B 3003 3003 3003 GAS / CYL ST
89 3007 3007 3007 RS SOIL UTL
90 3009 3009 3009 40073078 RS CLN ROOM
91 3011 3011 3011 40073052 RS VENT ST
92 3011 3011 3011A 40073050 RS VENT ST
93 3051 3051 3051 EQPM
94 3203 3203 3203 EQPM
95 3026 3026 3026 40073045 CLN SPLY
96 3204 3204 3204 40073049 SOIL UTL
97 3048 3048 3048 MEDS
98 3058 3058 3058 40072992 CLN SPLY
99 3058 3058 3058A 40073054 CLN SPLY

100 3231 3231 3231 40073067 SOIL UTL
101 3221 3221 3221 40072996 & 998 EQPM
102 2 - Hour Smoke Barrier A 3400 3400 3400 CORR

2 - Hour Smoke Barrier B NONE
1 Hour Smoke Barrier A NONE

103 1 Hour Smoke Barrier B 3100 3100 3100 CORR
104 3210 3210 3210 CORR
105 3004 3004 3004 CORR

Toatl Doors 105

Building 9A - 3rd Floor Plan - Fire Barrier A - FS-045
Partition Type Plan Room # Room # Door # MO# Room Discription

Smoke Partition / Resistive 3405 3405 3405 ANESTH OFF 12
3406 317 3406 PAT RM 10 NEG ISOL
3410 318 3410 PAT RM 9 NEG ISOL
3416 319 3416 PAT RM 8 NEG ISOL
3422 320 3422 PAT RM 7 NEG ISOL



3426 321 3426 PAT RM 6 NEG ISOL
3432 3432 3432 DAY ROOM 01
3436 3436 3436 STAFF TLT
3438 322 3438 PAT RM 5 NEG ISOL
3444 3444 3444 PAT RM 4 NEG ISOL
3322 3322 3322 STAFF LOUNGE
3340 324 3340 PAT RM 3 NEG ISOL
3346 325 3346 PAT RM 2 NEG ISOL
3350 3350 3350 WORKS ROOM
3354 326 3354 PAT RM 1 NEG ISOL
3329 3329 3329 JAN
3325 3325 3325 CONSULT
3323 3323 3323 ANESTH OFF 2
3321 3321 3321 ANESTH OFF 3
3319 3319 3319 ANESTH OFF 4
3317 3317 3317 ANESTH OFF 5
3315 3315 3315 ANESTH OFF 6
3305 3305 3305 ANESTH OFF 7
3303 3303 3303 WAIT
3302 3302 3302 ANESTH OFF 11
3304 3304 3304 ANESTH OFF 10
3316 3316 3316 ANESTH OFF 9
3318 3318 3318 ANESTH OFF 8
3320 3320 3320 MEDS
3429 3429 3429 TEAM ROOM
3308 3308 3308 ANESTH OFF 1

3 Hour Fire Barrier NONE

2 Hour Fire Barrier STB3 STB3 STB3-3 STAIR B3
3401 3401 3401 90068477 COMM
3403 3403 3403 90068479 ELEC

1 Hour Fire Barrier 3327 3327 3327 TRASH
3330 3330 3330 CLN UTL
3328 3328 3328 SOIL UTL
3310 3310 3310 EQPM
3312 3312 3312 40073053 CLN UTL



3314 3314 3314 70073047 SOIL UTL

2 - Hour Smoke Barrier 3400 3400 3400 CORR

1 Hour Smoke Barrier NONE

Building 9A - 3rd Floor Plan - Fire Barrier B - FS-046
Partition Type Plan Room # Room # Door # MO# Room Discription

Smoke Partition / Resistive 3095 315 3095 PAT RM 12 NEG ISOL
3101 316 3101 PAT RM 11 NEG ISOL
3105 3105 3105 STAFF LOUNGE
3005 3005 3005 BLOOD GAS LAB
3017 3017 3017 JAN
3019 301 3019 PAT RM 26 NEG ISOL
3025 302 3025 PAT RM 25 NEG ISOL
3029 303 3029 PAT RM 24 NEG ISOL
3035 304 3035 PAT RM 23 NEG ISOL
3039 3039 3039 ANTE-ROOM
3053 307 3053 PAT RM 20 NEG ISOL
3057 308 3057 PAT RM 19 NEG ISOL
3061 3061 3061 DAY ROOM 03
3063 309 3063 PAT RM 18 NEG ISOL
3069 310 3069 PAT RM 17 NEG ISOL
3073 311 3073 PAT RM 16 NEG ISOL
3079 312 3079 PAT RM 15 NEG ISOL
3083 313 3083 PAT RM 14 NEG ISOL
3089 314 3089 PAT RM 13 NEG ISOL
3093 3093 3093 CDAY ROOM 02
3218 3218 3218 CONF
3006 3006 3006 RS THER CUB
3008 3008 3008 RS STAFF LOUNGE
3212 3212 3212 OFF
3215 3215 3215 WCOIC OFF
3216 3216 3216 RS NCOIC
3219 3219 3219 OFF
3014 3014 3014 RS OFF 1



3016 3016 3016 RS OFF 2
3018 3018 3018 RS OFF 3
3206 3206 3206 CONSULT
3208 3208 3208 NRS OFF
3209 3209 3209 ON-CALL 01
3205 3205 3205 ON-CALL 02
3233 3233 3233 TEAM ROOM
3233 3233 3233A TEAM ROOM
3217 3217 3217 SHARED OFF
3215 3215 3215 SHARED OFF
3213 3213 3213 SHARED OFF
3220 3220 3220 MALE LKRS
3226 3226 3226 FEMALE LKRS
3232 3232 3232 TEAM ROOM
3232 3232 3232A TEAM ROOM

3 Hour Fire Barrier NONE

2 Hour Fire Barrier STB2 STB2 STB2-3 STAIR B2
STB1 STB1 STB1-3 STAIR B1
3106 3106 3106 90068322 ELEC
3108 3108 3108 90068478 COMM

1 Hour Fire Barrier 3003 3003 3003 GAS / CYL ST
3007 3007 3007 RS SOIL UTL
3009 3009 3009 40073078 RS CLN ROOM
3011 3011 3011 40073052 RS VENT ST
3011 3011 3011A 40073050 RS VENT ST
3051 3051 3051 EQPM
3203 3203 3203 EQPM
3026 3026 3026 40073045 CLN SPLY
3204 3204 3204 40073049 SOIL UTL
3048 3048 3048 MEDS
3058 3058 3058 40072992 CLN SPLY
3058 3058 3058A 40073054 CLN SPLY
3231 3231 3231 40073067 SOIL UTL
3221 3221 3221 40072996 & 998 EQPM



2 - Hour Smoke Barrier 3400 3400 3400

1 Hour Smoke Barrier 3100 3100 3100 CORR
3210 3210 3210 CORR
3004 3004 3004 CORR



Partition Type Plan Room # Room # Door # MO# Room Discription
1 Smoke Partition / Resistive A 4137 417 4137 PAT RM 8 NEG ISOL
2 4143 418 4143 PAT RM 7 NEG ISOL
3 4147 419 4147 PAT RM 6 NEG ISOL
4 4153 420 4153 PAT RM 5 NEG ISOL
5 4157 4157 4157 40073713 EQPM
6 4161 4161 4161 ANTE-ROOM
7 4165 421 4165 PAT RM 4 POS ISOL
8 4169 422 4169 PAT RM 3 NEG ISOL
9 4175 423 4175 PAT RM 2 NEG ISOL
10 4179 424 4179 PAT RM 1 NEG ISOL
11 4107 413 4107 PAT RM 12 POS ISOL
12 4111 414 4111 PAT RM 11 POS ISOL
13 4117 415 4117 PAT RM 10 POS ISOL
14 4121 416 4121 PAT RM 9 POS ISOL
15 4129 4129 4129 DAY ROOM 1
16 4130 4130 4130 MEDS
17 4112 4112 4112 TEAM ROOM
18 4112 4112 4112A TEAM ROOM
19 Smoke Partition / Resistive B 4007 4007 4007 ICU WAIT
20 4011 4011 4011 NCOIC
21 4013 4013 4013 NRS OFF
22 4015 401 4015 PAT RM 24 NEG ISOL
23 4021 402 4021 PAT RM 23 NEG ISOL
24 4025 403 4025 PAT RM 22 NEG ISOL
25 4031 4031 4031 VEST
26 4041 404 4041 PAT RM 21 NEG ISOL
27 4047 405 4047 PAT RM 20 NEG ISOL
28 4051 406 4051 PAT RM 19 NEG ISOL
29 4057 407 4057 PAT RM 18 NEG ISOL
30 4061 4061 4061 STAFF TLT
31 4063 4063 4063 DAY ROOM 2
32 4071 408 4071 PAT RM 17 NEG ISOL
33 4075 409 4075 PAT RM 16 NEG ISOL
34 4081 410 4081 PAT RM 15 NEG ISOL
35 4085 411 4085 PAT RM 14 NEG ISOL
36 4091 412 4091 PAT RM 13 NEG ISOL
37 4095 4095 4095 NCOIC

Building 9A - 4th Floor Plan Plan - Total
(Funding Activity Defense Health)
Plan Room #s from existing drawings Refer to individual location sheets shown below



38 4097 4097 4097 STAFF LOUNGE
39 4101 4101 4101 NRS OFF
40 4103 4103 4103 JAN
41 4102 4102 4102 ANTE-ROOM
42 4006 4006 4006 COMM
43 4004 4004 4004 OFF
44 4014 4014 4014 STAFF TLT
45 4016 4016 4016 STAFF TLT
46 4050 4050 4050 MEDS
47 4034 4034 4034 TEAM ROOM
48 4034 4034 4034A TEAM ROOM

3 Hour Fire Barrier A NONE
3 Hour Fire Barrier B NONE

49 2 Hour Fire Barrier A 4104 4104 4104 90068902 COMM
50 4106 4106 4106 90068901 ELEC
51 2 Hour Fire Barrier B STB1 STB1 STB1-4 STAIR B1
52 STB2 STB2 STB2-4 STAIR B2
53 1 Hour Fire Barrier A 4159 4159 4159 40073707 RESP THER ST
54 4168 4168 4168 40073572 SOIL UTL
55 4120 4120 4120 40073565 CLN UTL
56 4157 4157 4157 40073713
57 1 Hour Fire Barrier B 4022 4022 4022 40073712 EQPM
58 4026 4026 4026 40073711 SOIL UTL
59 4036 4036 4036 40074036 CLN UTL

2 - Hour Smoke Barrier A NONE
2 - Hour Smoke Barrier B NONE
1 Hour Smoke Barrier A NONE

60 1 Hour Smoke Barrier B 4100 4100 4070 20253192 & 193 LOBBY
61 4018 4018 4018 40073549 ELEC
62 4000 4000 4008 20253195 & 194 LOBBY

Total Doors 62

Building 9A - 4th Floor Plan - Fire Barrier A - FS-047
Partition Type Plan Room # Room # Door # MO# Room Discription

Smoke Partition / Resistive 4137 417 4137 PAT RM 8 NEG ISOL
4143 418 4143 PAT RM 7 NEG ISOL
4147 419 4147 PAT RM 6 NEG ISOL



4153 420 4153 PAT RM 5 NEG ISOL
4157 4157 4157 40073713 EQPM
4161 4161 4161 ANTE-ROOM
4165 421 4165 PAT RM 4 POS ISOL
4169 422 4169 PAT RM 3 NEG ISOL
4175 423 4175 PAT RM 2 NEG ISOL
4179 424 4179 PAT RM 1 NEG ISOL
4107 413 4107 PAT RM 12 POS ISOL
4111 414 4111 PAT RM 11 POS ISOL
4117 415 4117 PAT RM 10 POS ISOL
4121 416 4121 PAT RM 9 POS ISOL
4129 4129 4129 DAY ROOM 1
4130 4130 4130 MEDS
4112 4112 4112 TEAM ROOM
4112 4112 4112A TEAM ROOM

3 Hour Fire Barrier NONE

2 Hour Fire Barrier 4104 4104 4104 90068902 COMM
4106 4106 4106 90068901 ELEC

1 Hour Fire Barrier 4159 4159 4159 40073707 RESP THER ST
4168 4168 4168 40073572 SOIL UTL
4120 4120 4120 40073565 CLN UTL
4157 4157 4157 40073713

2 - Hour Smoke Barrier NONE

1 Hour Smoke Barrier NONE

Building 9A - 3rd Floor Plan - Fire Barrier B - FS-047
Partition Type Plan Room # Room # Door # MO# Room Discription

Smoke Partition / Resistive 4007 4007 4007 ICU WAIT
4011 4011 4011 NCOIC
4013 4013 4013 NRS OFF



4015 401 4015 PAT RM 24 NEG ISOL
4021 402 4021 PAT RM 23 NEG ISOL
4025 403 4025 PAT RM 22 NEG ISOL
4031 4031 4031 VEST
4041 404 4041 PAT RM 21 NEG ISOL
4047 405 4047 PAT RM 20 NEG ISOL
4051 406 4051 PAT RM 19 NEG ISOL
4057 407 4057 PAT RM 18 NEG ISOL
4061 4061 4061 STAFF TLT
4063 4063 4063 DAY ROOM 2
4071 408 4071 PAT RM 17 NEG ISOL
4075 409 4075 PAT RM 16 NEG ISOL
4081 410 4081 PAT RM 15 NEG ISOL
4085 411 4085 PAT RM 14 NEG ISOL
4091 412 4091 PAT RM 13 NEG ISOL
4095 4095 4095 NCOIC
4097 4097 4097 STAFF LOUNGE
4101 4101 4101 NRS OFF
4103 4103 4103 JAN
4102 4102 4102 ANTE-ROOM
4006 4006 4006 COMM
4004 4004 4004 OFF
4014 4014 4014 STAFF TLT
4016 4016 4016 STAFF TLT
4050 4050 4050 MEDS
4034 4034 4034 TEAM ROOM
4034 4034 4034A TEAM ROOM

3 Hour Fire Barrier NONE

2 Hour Fire Barrier STB1 STB1 STB1-4 STAIR B1
STB2 STB2 STB2-4 STAIR B2

1 Hour Fire Barrier 4022 4022 4022 40073712 EQPM
4026 4026 4026 40073711 SOIL UTL
4036 4036 4036 40074036 CLN UTL

2 - Hour Smoke Barrier NONE NONE NONE



1 Hour Smoke Barrier 4100 4100 4070 20253192 & 193 LOBBY
4018 4018 4018 40073549 ELEC
4000 4000 4008 20253195 & 194 LOBBY



Partition Type Plan Room # Room # Door # MO# Room Discription
Smoke Partition / Resistive A NONE
Smoke Partition / Resistive B NONE
3 Hour Fire Barrier A NONE
3 Hour Fire Barrier B NONE

1 2 Hour Fire Barrier A STB3 STB3 STB3-B STAIR B3
2 B200 B200 B200 CORR (Access Hatch Plenum)
3 2 Hour Fire Barrier B STB2 STB2 STB2-B STAIR B2
4 B005 B005 B005 LIFE SAFETY & EMERGENCY POWER
5 B005 B005 B005A LIFE SAFETY & EMERGENCY POWER
6 B001 B001 B001 MAIN ELEC
7 B001 B001 B001A MAIN ELEC
8 STB1 STB1 STB1-B STAIR B1
9 ELEV B2 ELEV B2 ELEV B2 ELEV B2
10 B014 B014 B014 ELEC
11 1 Hour Fire Barrier A B100 B100 B100 MECH PLENUM (B016-B100)
12 B100 B100 B100A MECH PLENUM (B016-B100)
13 1 Hour Fire Barrier B B015 B015 B015 FIRE PUMP ROOM
14 B006 B006 B006 TRASH HOLD
15 B008 B008 B008 RED BAG
16 B010 B010 B010 RECYC

2 - Hour Smoke Barrier A NONE
17 2 - Hour Smoke Barrier B B100 B100 B100 MECH PLENUM (B016-B100)
18 B016 B016 B016 MECH ROOM

1 Hour Smoke Barrier A NONE
1 Hour Smoke Barrier NONE

Total Doors 18

Building 9A - Basement Plan - Fire Barrier A - FS-039
Partition Type Plan Room # Room # Door # MO# Room Discription

Smoke Partition / Resistive NONE

3 Hour Fire Barrier NONE

Building 9A - Basement Plan Plan - Total
(Funding Activity Defense Health)
Plan Room #s from existing drawings Refer to individual location sheets shown below



2 Hour Fire Barrier STB3 STB3 STB3-B STAIR B3
B200 B200 B200 CORR (Access Hatch Plenum)

1 Hour Fire Barrier B100 B100 B100 MECH PLENUM (B016-B100)
B100 B100 B100A MECH PLENUM (B016-B100)

2 - Hour Smoke Barrier NONE

1 Hour Smoke Barrier NONE

Partition Type Plan Room # Room # Door # MO# Room Discription
Smoke Partition / Resistive NONE

3 Hour Fire Barrier NONE

2 Hour Fire Barrier STB2 STB2 STB2-B STAIR B2
B005 B005 B005 LIFE SAFETY & EMERGENCY POWER
B005 B005 B005A LIFE SAFETY & EMERGENCY POWER
B001 B001 B001 MAIN ELEC
B001 B001 B001A MAIN ELEC
STB1 STB1 STB1-B STAIR B1

ELEV B2 ELEV B2 ELEV B2 ELEV B2
B014 B014 B014 ELEC

1 Hour Fire Barrier B015 B015 B015 FIRE PUMP ROOM
B006 B006 B006 TRASH HOLD
B008 B008 B008 RED BAG
B010 B010 B010 RECYC

2 - Hour Smoke Barrier B100 B100 B100 MECH PLENUM (B016-B100)
B016 B016 B016 MECH ROOM

Building 9A - Basement Plan - Fire Barrier B - FS-040



1 Hour Smoke Barrier NONE



Partition Type Plan Room # Room # Door # MO# Room Discription
1 HR. FIRE & SMOKE BARRIER None

1 2 HR. FIRE & SMOKE BARRIER 1000 CORRIDOR
2 1100 CORRIDOR

3 1 HOUR RATED BARRIER 1123
4 1113
5 1159 ELEV LOBBY
6 1125 ELEV LOBBY
7 1014A
8 1030

9 2 HOUR RATED BARRIER 1-M STAIR
10 1199 VEST
11 1100 CORRIDOR
12 1-L STAIR
13 1115
14 1161
15 1101
16 1-N STAIR
17 1001 VEST
18 1000 CORRIDOR
19 1024
20 1029 M0043 JANITORS CLOSET
21 1018
22 1017
23 1027
24 1013
25 1003
26 1008
27 1-P STAIR

Total Doors 27

Building 10 - 1st Floor Plan - Total  (Funding Activity Defense Health)
Plan Room #s from existing drawings No additional sheets



Partition Type Plan Room # Room # Door # MO# Room Discription
1 Smoke Partition / Resistive 2108 WAITING ROOM
2 2109 RECEPTION
3 2110 ADMIN / WORK AREA
4 2111 NURSE WORK
5 2112 EXAM
6 2113 EXAM
7 2114 ANDROLOGY LAB
8 2115 SPECIMEN COLLECTION
9 2115A ANTE ROOM
10 2118 MECHANICAL
11 2120 OPERATING ROOM
12 2120 OPERATING ROOM
13 2085 COMM
14 2125 ANTE ROOM
15 2126 STERILE STORAGE
16 2128 CORRIDOR (2125 to 2128)
17 2130 PREP / RECOVERY
18 2134 STAFF WORK
19 2133 SOILED UTILITY
20 2124 ELEC
21 2132 RECORDS STORAGE
22 2117 FEMALE TOILET
23 2144 JAN CLO
24 2106A TANK STOR ROOM

3 Hour Fire Barrier NONE
25 2 Hour Fire Barrier 2-M STAIR STAIR 2
26 2199 VEST
27 2-L STAIR STAIR 1
28 1 Hour Fire Barrier 2100 ELEVATOR LOBBY
29 2106 FREEZER STOR ROOM
30 2116 CLEAN UTILITY

31 2127
CRYOPRESERVATION 
STORAGE

32 2129 TANK ROOM
33 2154 ELEVATOR LOBBY
34 2 - Hour Smoke Barrier 2101 OPEN SPACE

Building 10 - 2nd Floor Plan - Total  
(Funding Activity Defense Health)
Plan Room #s from existing drawings Refer to individual location sheets shown below



35 2107
PROCESSING LAB (2103 to 
2107)

36 2104 CORRIDOR (2119A to 2104)
37 1 Hour Smoke Barrier 2123A VEST

Smoke Partition / Resistive NONE
3 Hour Fire Barrier NONE

38 2 Hour Fire Barrier 2001 VEST
39 STAIR 2-P STAIR 2-P
40 1 Hour Fire Barrier 2000 ELEVATOR LOBBY
41 2125 ELEVATOR LOBBY
42 2 - Hour Smoke Barrier 2021 ENTRANCE ALCOVE
43 2011 FEMALE TOILET
44 2012 MALE TOILET
45 2014 ELECTRICAL
46 2015 STOR
47 2015 STOR
48 2013 OFFICE
49 2017 JAN

1 Hour Smoke Barrier NONE

Total Doors 49



Building 10 - 2nd Floor Plan - 
Fire Barrier A - FS-048

Partition Type Plan Room # Room # Door # MO# Room Discription
Smoke Partition / Resistive 2108 WAITING ROOM

2109 RECEPTION
2110 ADMIN / WORK AREA
2111 NURSE WORK
2112 EXAM
2113 EXAM
2114 ANDROLOGY LAB
2115 SPECIMEN COLLECTION

2115A ANTE ROOM
2118 MECHANICAL
2120 OPERATING ROOM
2120 OPERATING ROOM
2085 COMM
2125 ANTE ROOM
2126 STERILE STORAGE
2128 CORRIDOR (2125 to 2128)
2130 PREP / RECOVERY
2134 STAFF WORK
2133 SOILED UTILITY
2124 ELEC
2132 RECORDS STORAGE
2117 FEMALE TOILET
2144 JAN CLO

2106A TANK STOR ROOM

3 Hour Fire Barrier NONE

2 Hour Fire Barrier 2-M STAIR STAIR 2
2199 VEST

2-L STAIR STAIR 1

1 Hour Fire Barrier 2100 ELEVATOR LOBBY



2106 FREEZER STOR ROOM
2116 CLEAN UTILITY

2127
CRYOPRESERVATION 
STORAGE

2129 TANK ROOM
2154 ELEVATOR LOBBY

2 - Hour Smoke Barrier 2101 OPEN SPACE

2107
PROCESSING LAB (2103 to 
2107)

2104 CORRIDOR (2119A to 2104)

1 Hour Smoke Barrier 2123A VEST



Building 10 - 2nd Floor Plan - 
Fire Barrier B - FS-049

Partition Type Plan Room # Room # Door # MO# Room Discription
Smoke Partition / Resistive NONE

3 Hour Fire Barrier NONE

2 Hour Fire Barrier 2001 VEST
STAIR 2-P STAIR 2-P

1 Hour Fire Barrier 2000 ELEVATOR LOBBY
2125 ELEVATOR LOBBY

2 - Hour Smoke Barrier 2021 ENTRANCE ALCOVE
2011 FEMALE TOILET
2012 MALE TOILET
2014 ELECTRICAL
2015 STOR
2015 STOR
2013 OFFICE
2017 JAN

1 Hour Smoke Barrier NONE



Partition Type Plan Room # Room # Door # MO# Room Discription
1 Smoke Partition / Resistive 3133 PLAYROOM
2 3133 PLAYROOM
3 3137 MED SURG 02
4 3139 MED SURG 03
5 3141 MED SURG 04
6 3143 MED SURG 05
7 3147 MED SURG 06
8 3149 MED SURG 07
9 3151 MED SURG 08
10 3153 MED SURG 09
11 3157 COUNSEL
12 3156 PUBLIC TOILET
13 3164 ELEC
14 3201 FAMILY WAITING
15 3203 LPO / NCOIC
16 3207 MED SURG BED 01
17 3209 MED SURG BED 02
18 3211 MED SURG BED 03
19 3213 MED SURG BED 04
20 3217 MED SURG BED 05
21 3219 MED SURG BED 06
22 3249 MED SURG BED 19
23 3251 MED SURG BED 18
24 3253 MED SURG BED 17
25 3255 MED SURG BED 16
26 3257 MED SURG BED 15
27 3259 MED SURG BED 14
28 3261 MED SURG BED 13
29 3263 MED SURG BED 12
30 3265 MED SURG BED 11
31 3267 MED SURG BED 10
32 3269 MED SURG BED 09

33 3271
STAFF LOUNGE / 
CONFERENCE

34 3171 MED SURG BED 18
35 3173 NEG ISO BED 17

Building 10 - 3rd Floor Plan - Total
(Funding Activity Defense Health)
Plan Room #s from existing drawings Refer to individual location sheets shown below



36 3177 NEG ISO BED 16
37 3179 MED SURG BED 15
38 3181 MED SURG BED 14
39 3183 MED SURG BED 13
40 3187 MED SURG BED 12
41 3189 MED SURG BED 11
42 3193 ANTEROOM
43 3194 MECHANICAL
44 3196 STAFF LOUNGE
45 3083 TELE EXIST
46 3198 TREATMENT
47 3185 NOURISH
48 3185 NOURISH
49 3159 NURSE SUPERVISOR
50 3161 PHYS DICT
51 3166C DATA
52 3055 NURSE SUPER
53 3158 PHYS DICT.
54 3276 NURSE SUPER
55 3277 HEAD NURSE
56 3278 TEAM ROOM
57 3281 STAFF TOILET
58 3282 NOURISH
59 3282 NOURISH

3 Hour Fire Barrier NONE
60 2 Hour Fire Barrier 3270 ELEVATOR LOBBY
61 3199 VESTIBULE EXIST
62 3163 ELEC EXIST
63 3-L STAIR 3-L STAIR

64 1 Hour Fire Barrier 3270
ELEVATOR LOBBY (3200A to 
3270)

65 3280
ELEVATOR LOBBY (3200B to 
3280)

66 3195 EQUIPMENT
67 3175 MEDS PREP STATION
68 3175 MEDS PREP STATION
69 3166 CLEAN UTILITY
70 3162 SOILED UTILITY
71 3162 SOILED UTILITY
72 3279 SHARED EQ STORAGE
73 3279 SHARED EQ STORAGE



74 3283 CLEAN UTILITY
75 3283 CLEAN UTILITY
76 3284 MEDS PREP STATION
77 2 - Hour Smoke Barrier 3200 CORRIDOR (3200 to 3200)
78 3284 MEDS PREP STATION
79 3250 CORRIDOR (3250 to 3250)
80 1 Hour Smoke Barrier 3130 CORRIDOR (3200 to 3130)
81 3166 CLEAN UTILITY
82 3140 CORRIDOR (3250 to 3140)
83 Smoke Partition / Resistive 3221 MED SURG BED 07
84 3223 MED SURG BED 08

85 3228
INPATIENT PHYSICAL 
THERAPY

86 3228
INPATIENT PHYSICAL 
THERAPY

87 3229 OFFICE
88 3124 ELEC
89 3200 CORRIDOR (3210 to 3200)
90 3293 ELEC
91 3294 COMM
92 3240 CORRIDOR
93 3290 MALE LOCKERS
94 3288 FEMALE LOCKERS
95 3287 JANITORS CLOSET
96 3286 LINEN STORAGE
97 3231 STAFF CONFERENCE
98 3233 MED SURG BED 26
99 CLOSET
100 3237 MED SURG BED 25
101 3239 MED SURG BED 24
102 3241 MED SURG BED 23
103 3243 NEG ISO BED 22
104 3245 NEG ISO BED 21
105 3247 NEG ISO BED 20

3 Hour Fire Barrier NONE
106 2 Hour Fire Barrier 3230 ELEVATOR LOBBY
107 3230A VESTIBULE EXIST
108 3123 ELEC
109 3-P STAIR 3-P STAIR
110 1 Hour Fire Barrier 3226 STORAGE
111 3220 ELEVATOR LOBBY



112 3230 ELEVATOR LOBBY
113 3122 EXISTING SOILED UTILITY
114 3120B COMM CLOSET
115 3120 CLEAN SUPPLY
116 3118 PATIENT BELONG
117 3118 PATIENT BELONG

2 - Hour Smoke Barrier NONE
118 1 Hour Smoke Barrier 3116A CORRIDOR (3210 to 3116A)
119 3011A CORRIDOR (3250 to 3011A)

Total 119

Partition Type Plan Room # Room # Door # MO# Room Discription
Smoke Partition / Resistive 3133 PLAYROOM

3133 PLAYROOM
3137 MED SURG 02
3139 MED SURG 03
3141 MED SURG 04
3143 MED SURG 05
3147 MED SURG 06
3149 MED SURG 07
3151 MED SURG 08
3153 MED SURG 09
3157 COUNSEL
3156 PUBLIC TOILET
3164 ELEC
3201 FAMILY WAITING
3203 LPO / NCOIC
3207 MED SURG BED 01
3209 MED SURG BED 02
3211 MED SURG BED 03
3213 MED SURG BED 04
3217 MED SURG BED 05
3219 MED SURG BED 06
3249 MED SURG BED 19
3251 MED SURG BED 18
3253 MED SURG BED 17

Building 10 - 3rd Floor Plan - Fire Barrier A - FS-050



3255 MED SURG BED 16
3257 MED SURG BED 15
3259 MED SURG BED 14
3261 MED SURG BED 13
3263 MED SURG BED 12
3265 MED SURG BED 11
3267 MED SURG BED 10
3269 MED SURG BED 09

3271
STAFF LOUNGE / 
CONFERENCE

3171 MED SURG BED 18
3173 NEG ISO BED 17
3177 NEG ISO BED 16
3179 MED SURG BED 15
3181 MED SURG BED 14
3183 MED SURG BED 13
3187 MED SURG BED 12
3189 MED SURG BED 11
3193 ANTEROOM
3194 MECHANICAL
3196 STAFF LOUNGE
3083 TELE EXIST
3198 TREATMENT
3185 NOURISH
3185 NOURISH
3159 NURSE SUPERVISOR
3161 PHYS DICT

3166C DATA
3055 NURSE SUPER
3158 PHYS DICT.
3276 NURSE SUPER
3277 HEAD NURSE
3278 TEAM ROOM
3281 STAFF TOILET
3282 NOURISH
3282 NOURISH

3 Hour Fire Barrier NONE



2 Hour Fire Barrier 3270 ELEVATOR LOBBY
3199 VESTIBULE EXIST
3163 ELEC EXIST

3-L STAIR 3-L STAIR

1 Hour Fire Barrier 3270
ELEVATOR LOBBY (3200A to 
3270)

3280
ELEVATOR LOBBY (3200B to 
3280)

3195 EQUIPMENT
3175 MEDS PREP STATION
3175 MEDS PREP STATION
3166 CLEAN UTILITY
3162 SOILED UTILITY
3162 SOILED UTILITY
3279 SHARED EQ STORAGE
3279 SHARED EQ STORAGE
3283 CLEAN UTILITY
3283 CLEAN UTILITY
3284 MEDS PREP STATION

2 - Hour Smoke Barrier 3200 CORRIDOR (3200 to 3200)
3284 MEDS PREP STATION
3250 CORRIDOR (3250 to 3250)

1 Hour Smoke Barrier 3130 CORRIDOR (3200 to 3130)
3166 CLEAN UTILITY
3140 CORRIDOR (3250 to 3140)

Partition Type Plan Room # Room # Door # MO# Room Discription
Smoke Partition / Resistive 3221 MED SURG BED 07

3223 MED SURG BED 08

Building 10 - 3rd Floor Plan - Fire Barrier B - FS-051



3228
INPATIENT PHYSICAL 
THERAPY

3228
INPATIENT PHYSICAL 
THERAPY

3229 OFFICE
3124 ELEC
3200 CORRIDOR (3210 to 3200)
3293 ELEC
3294 COMM
3240 CORRIDOR
3290 MALE LOCKERS
3288 FEMALE LOCKERS
3287 JANITORS CLOSET
3286 LINEN STORAGE
3231 STAFF CONFERENCE
3233 MED SURG BED 26

CLOSET
3237 MED SURG BED 25
3239 MED SURG BED 24
3241 MED SURG BED 23
3243 NEG ISO BED 22
3245 NEG ISO BED 21
3247 NEG ISO BED 20

3 Hour Fire Barrier NONE

2 Hour Fire Barrier 3230 ELEVATOR LOBBY
3230A VESTIBULE EXIST
3123 ELEC

3-P STAIR 3-P STAIR

1 Hour Fire Barrier 3226 STORAGE
3220 ELEVATOR LOBBY
3230 ELEVATOR LOBBY
3122 EXISTING SOILED UTILITY

3120B COMM CLOSET
3120 CLEAN SUPPLY
3118 PATIENT BELONG



3118 PATIENT BELONG

2 - Hour Smoke Barrier NONE

1 Hour Smoke Barrier 3116A CORRIDOR (3210 to 3116A)
3011A CORRIDOR (3250 to 3011A)



Partition Type Plan Room # Room # Door # MO# Room Discription
1 Smoke Partition / Resistive 4214 STAFF LOUNGE SL001
2 4216 MED SURG BED 01 BRMS1
3 4218 MED SURG BED 02 BRMS1
4 4220 MED SURG BED 03 BRMS1
5 4222 MED SURG BED 04 BRMS1
6 4224 MED SURG BED 05 BRMS1
7 4226 MED SURG BED 06 BRMS1
8 4228 MED SURG BED 07 BRMS1
9 4230 MED SURG BED 08 BRMS1
10 4232 MED SURG BED 09 BRMS1
11 4233 PUB TOILET TLTS2
12 4235 ELEC
13 4239 FAMILY WAITING WRF01
14 4238 PUBLIC TOILET TLTU1
15 4240 COUNCEL OFDC2
16 4242 ADMIN CUB (6) OFA03
17 4244 MED SURG BED 24 BRMS1
18 4246 MED SURG BED 25 BRMS1
19 4248 MED SURG BED 26 BRMS1
20 4250 MED SURG BED 27 BRMS1
21 4252 MED SURG BED 28 BRMS1
22 4041 MED SURG BED 38 BRMS1
23 4039 MED SURG BED 37 BRMS1
24 4037 NEG ISO BED 36 BRIT1
25 4035 MED SURG BED 35 BRMS1
26 4033 MED SURG BED 34 BRMS1
27 4029A CLEAN CART UCCL1
28 4029 CONFERENCE CRA01
29 4031 MED SURG BED 23 BRMS1
30 4027 MED SURG BED 22 BRMS1
31 4025 MED SURG BED 21 BRMS1
32 4023 MED SURG BED 20 BRMS1
33 4021 MED SURG BED 19 BRMS1
34 4019 MED SURG BED 18 BRMS1
35 4017 NEG ISO BED 17 BRIT1
36 4015 MED SURG BED 16 BRMS1
37 4013 NEG ISO BED 15 BRIT1
38 4011 MED SURG BED 14 BRMS1
39 4009 MED SURG BED 13 BRMS1
40 4007 MED SURG BED 12 BRMS1

Building 10 - 4th Floor Plan - Total (Funding Activity Defense Health)
Plan Room #s from existing drawings Refer to individual location sheets shown below



41 4005 MED SURG BED 11 BRMS1
42 4173 ANTEROOM BRAR1
43 4105 MECH ROOM
44 4105A X-RAY STOR XRM01
45 CLOSET
46 4112 NOURISH NCWD1
47 4112 NOURISH NCWD1
48 4117 PHYS DICT WRCH1

49 4118 NURSE SUPERVISOR OFA02
50 4123A ASSISTED BATH

51 4123B NURSE SUPERVISOR OFA02
52 4124 HEAD NURSE OFA02
53 4125 TEAM ROOM OFA02
54 4126A PHYS DICTATION WRCH1
55 4127 STAFF TOILET TLTU1
56 4128 NOURISH NCWD1
57 4128 NOURISH NCWD1

3 Hour Fire Barrier NONE
58 2 Hour Fire Barrier 4-L STAIR 4-L STAIR
59 4-M STAIR 4-M STAIR
60 4199 VESTIBULE
61 4237 ELEC
62 1 Hour Fire Barrier 4108 SOILED UTILITY
63 4108 SOILED UTILITY
64 4106 CLEAN UTILITY
65 4106 CLEAN UTILITY

66 4113
MEDS PREP STATION 
MEDP1

67 4113
MEDS PREP STATION 
MEDP1

68 4120A CLEAN
69 4120A CLEAN
70 4120A CLEAN
71 4121 SOILED
72 4121 SOILED

73 4126
SHARED EQ STORAGE 
SRSE1

74 4126
SHARED EQ STORAGE 
SRSE1

75 4130 CLEAN UTILITY UCCL1
76 4130 CLEAN UTILITY UCCL1



77 4132
MEDS PREP STATION 
MEDP1

78 4132
MEDS PREP STATION 
MEDP1

79 4202 CORRIDOR (4201 to 4202)
80 4205 CORRIDOR (4204A to 4205)

2 - Hour Smoke Barrier NONE
81 1 Hour Smoke Barrier 4234 COUNSEL OFDC2
82 4234A STAFF TOILET TLTU1

83 4200B CORRIDOR (4206A to 4200B)

84 4000B CORRIDOR (4001A to 4000B)
85 Smoke Partition / Resistive 4254 NEG ISO BED 29 BRIT1
86 4256 MED SURG BED 30 BRMST
87 4258 NEG ISO BED 31 BRIT1
88 4260 MED SURG BED 32 BRMST
89 4262 MED SURG BED 33 BRMST
90 4268B PASSAGE
91 4263A COUNCEL OFDC2
92 4263 TEAM ROOM OFA02
93 4268A PASSAGE
94 4270 ELEC
95 4273 TOILET TLTU1
96 4276 MED SURG BED 44 BRMS1
97 4278 MED SURG BED 45 BRMS1
98 4280 MED SURG BED 46 BRMS1
99 4282 MED SURG BED 47 BRMS1
100 4284 MED SURG BED 48 BRMST
101 4286 MED SURG BED 49 BRMS1
102 4288 MED SURG BED 50 BRMST
103 4290 MED SURG BED 51 BRMS1
104 4292 MED SURG BED 52 BRMS1
105 4295 ANTEROOM BRAR1
106 4172 EQUIP XRM01
107 4174 MECH ROOM
108 4081 MCOIC OFA02
109 4079 MED SURG BED 66 BRMS1
110 4077 MED SURG BED 65 BRMS1
111 4075 MED SURG BED 64 BRMS1
112 4073 MED SURG BED 63 BRMS1
113 4071 MED SURG BED 62 BRMS1
114 4069 NEG ISO BED 61 BRIT1
115 4067 MED SURG BED 60 BRMS1



116 4065 MED SURG BED 59 BRMS1
117 4063 MED SURG BED 58 BRMS1
118 4061 MED SURG BED 57 BRMS1
119 4059 MED SURG BED 56 BRMS1
120 4057 MED SURG BED 55 BRMS1
121 4053 MED SURG BED 54 BRMS1

122 4056
STAFF LOUNGE / 
CONFERENCE SL002

123 4055 GME WORKROOM WRCH1
124 4051 MED SURG BED 43 BRMS1
125 4049 MED SURG BED 42 BRMS1
126 4047 NEG ISO BED 41 BRIT1
127 4045 MED SURG BED 40 BRMS1
128 4043 MED SURG BED 39 BRMS1
129 4145 FEMALE LOCKERS LR002
130 4150 MALE LOCKERS LROO2
131 4143 COMM

132 4156 NURSE SUPERVISOR OFA02
133 4157 PHYS DICT WRCH1
134 4167 NOURISH NCWD1
135 4167 NOURISH NCWD1
136 CLOSET

3 Hour Fire Barrier NONE
137 2 Hour Fire Barrier 4-N STAIR 4-N STAIR
138 4209A VESTIBULE
139 4-P STAIR 4-P STAIR
140 1 Hour Fire Barrier 4141 JAN CLOSET JANC1
141 4141A SOILED CART USCL1
142 4142 ELEC
143 4144 SOILED
144 4144 SOILED
145 4144 SOILED
146 4155 CLEAN
147 4155 CLEAN
148 4155 CLEAN

149 4165
MEDS PREP STATION 
MEDP1

150 4165
MEDS PREP STATION 
MEDP1

151 4169 EQUIPMENT SRSE1
152 4169 EQUIPMENT SRSE1
153 4208 ELEV LOBBY (4207 to 4208)
154 4210 CORRIDOR (4212 to 4210)



155 2 - Hour Smoke Barrier 4206B CORRIDOR (4206A to 4206B)

156 4001B CORRIDOR (4001A to 4001B)
157 4211 CORRIDOR (4206B to 4211)
158 4002 CORRIDOR (4001B to 4002)

1 Hour Smoke Barrier NONE

Total 158

Partition Type Plan Room # Room # Door # MO# Room Discription
Smoke Partition / Resistive 4214 STAFF LOUNGE SL001

4216 MED SURG BED 01 BRMS1
4218 MED SURG BED 02 BRMS1
4220 MED SURG BED 03 BRMS1
4222 MED SURG BED 04 BRMS1
4224 MED SURG BED 05 BRMS1
4226 MED SURG BED 06 BRMS1
4228 MED SURG BED 07 BRMS1
4230 MED SURG BED 08 BRMS1
4232 MED SURG BED 09 BRMS1
4233 PUB TOILET TLTS2
4235 ELEC
4239 FAMILY WAITING WRF01
4238 PUBLIC TOILET TLTU1
4240 COUNCEL OFDC2
4242 ADMIN CUB (6) OFA03
4244 MED SURG BED 24 BRMS1
4246 MED SURG BED 25 BRMS1
4248 MED SURG BED 26 BRMS1
4250 MED SURG BED 27 BRMS1
4252 MED SURG BED 28 BRMS1
4041 MED SURG BED 38 BRMS1
4039 MED SURG BED 37 BRMS1
4037 NEG ISO BED 36 BRIT1
4035 MED SURG BED 35 BRMS1
4033 MED SURG BED 34 BRMS1

4029A CLEAN CART UCCL1

Building 10 - 4th Floor Plan - Fire Barrier A - FS-052



4029 CONFERENCE CRA01
4031 MED SURG BED 23 BRMS1
4027 MED SURG BED 22 BRMS1
4025 MED SURG BED 21 BRMS1
4023 MED SURG BED 20 BRMS1
4021 MED SURG BED 19 BRMS1
4019 MED SURG BED 18 BRMS1
4017 NEG ISO BED 17 BRIT1
4015 MED SURG BED 16 BRMS1
4013 NEG ISO BED 15 BRIT1
4011 MED SURG BED 14 BRMS1
4009 MED SURG BED 13 BRMS1
4007 MED SURG BED 12 BRMS1
4005 MED SURG BED 11 BRMS1
4173 ANTEROOM BRAR1
4105 MECH ROOM

4105A X-RAY STOR XRM01
CLOSET

4112 NOURISH NCWD1
4112 NOURISH NCWD1
4117 PHYS DICT WRCH1

4118 NURSE SUPERVISOR OFA02
4123A ASSISTED BATH

4123B NURSE SUPERVISOR OFA02
4124 HEAD NURSE OFA02
4125 TEAM ROOM OFA02

4126A PHYS DICTATION WRCH1
4127 STAFF TOILET TLTU1
4128 NOURISH NCWD1
4128 NOURISH NCWD1

3 Hour Fire Barrier NONE

2 Hour Fire Barrier 4-L STAIR 4-L STAIR
4-M STAIR 4-M STAIR

4199 VESTIBULE
4237 ELEC

1 Hour Fire Barrier 4108 SOILED UTILITY



4108 SOILED UTILITY
4106 CLEAN UTILITY
4106 CLEAN UTILITY

4113
MEDS PREP STATION 
MEDP1

4113
MEDS PREP STATION 
MEDP1

4120A CLEAN
4120A CLEAN
4120A CLEAN
4121 SOILED
4121 SOILED

4126
SHARED EQ STORAGE 
SRSE1

4126
SHARED EQ STORAGE 
SRSE1

4130 CLEAN UTILITY UCCL1
4130 CLEAN UTILITY UCCL1

4132
MEDS PREP STATION 
MEDP1

4132
MEDS PREP STATION 
MEDP1

4202 CORRIDOR (4201 to 4202)
4205 CORRIDOR (4204A to 4205)

2 - Hour Smoke Barrier NONE

1 Hour Smoke Barrier 4234 COUNSEL OFDC2
4234A STAFF TOILET TLTU1

4200B CORRIDOR (4206A to 4200B)

4000B CORRIDOR (4001A to 4000B)

Partition Type Plan Room # Room # Door # MO# Room Discription
Smoke Partition / Resistive 4254 NEG ISO BED 29 BRIT1

4256 MED SURG BED 30 BRMST

Building 10 - 4th Floor Plan - Fire Barrier B - FS-053



4258 NEG ISO BED 31 BRIT1
4260 MED SURG BED 32 BRMST
4262 MED SURG BED 33 BRMST

4268B PASSAGE
4263A COUNCEL OFDC2
4263 TEAM ROOM OFA02

4268A PASSAGE
4270 ELEC
4273 TOILET TLTU1
4276 MED SURG BED 44 BRMS1
4278 MED SURG BED 45 BRMS1
4280 MED SURG BED 46 BRMS1
4282 MED SURG BED 47 BRMS1
4284 MED SURG BED 48 BRMST
4286 MED SURG BED 49 BRMS1
4288 MED SURG BED 50 BRMST
4290 MED SURG BED 51 BRMS1
4292 MED SURG BED 52 BRMS1
4295 ANTEROOM BRAR1
4172 EQUIP XRM01
4174 MECH ROOM
4081 MCOIC OFA02
4079 MED SURG BED 66 BRMS1
4077 MED SURG BED 65 BRMS1
4075 MED SURG BED 64 BRMS1
4073 MED SURG BED 63 BRMS1
4071 MED SURG BED 62 BRMS1
4069 NEG ISO BED 61 BRIT1
4067 MED SURG BED 60 BRMS1
4065 MED SURG BED 59 BRMS1
4063 MED SURG BED 58 BRMS1
4061 MED SURG BED 57 BRMS1
4059 MED SURG BED 56 BRMS1
4057 MED SURG BED 55 BRMS1
4053 MED SURG BED 54 BRMS1

4056
STAFF LOUNGE / 
CONFERENCE SL002

4055 GME WORKROOM WRCH1
4051 MED SURG BED 43 BRMS1
4049 MED SURG BED 42 BRMS1
4047 NEG ISO BED 41 BRIT1
4045 MED SURG BED 40 BRMS1
4043 MED SURG BED 39 BRMS1
4145 FEMALE LOCKERS LR002



4150 MALE LOCKERS LROO2
4143 COMM

4156 NURSE SUPERVISOR OFA02
4157 PHYS DICT WRCH1
4167 NOURISH NCWD1
4167 NOURISH NCWD1

CLOSET

3 Hour Fire Barrier NONE

2 Hour Fire Barrier 4-N STAIR 4-N STAIR
4209A VESTIBULE

4-P STAIR 4-P STAIR

1 Hour Fire Barrier 4141 JAN CLOSET JANC1
4141A SOILED CART USCL1
4142 ELEC
4144 SOILED
4144 SOILED
4144 SOILED
4155 CLEAN
4155 CLEAN
4155 CLEAN

4165
MEDS PREP STATION 
MEDP1

4165
MEDS PREP STATION 
MEDP1

4169 EQUIPMENT SRSE1
4169 EQUIPMENT SRSE1
4208 ELEV LOBBY (4207 to 4208)
4210 CORRIDOR (4212 to 4210)

2 - Hour Smoke Barrier 4206B CORRIDOR (4206A to 4206B)

4001B CORRIDOR (4001A to 4001B)
4211 CORRIDOR (4206B to 4211)
4002 CORRIDOR (4001B to 4002)



1 Hour Smoke Barrier NONE



Partition Type Plan Room # Room # Door # MO# Room Discription
1 Smoke Partition / Resistive 5185B ANTE / ISOLATION ROOM
2 5183B ANTE / ISOLATION ROOM
3 5181 2-BED PATIENT RM
4 5179 2-BED PATIENT RM
5 5177 1-BED OFFICE
6 5175 1-BED PATIENT RM
7 5173 1-BED PATIENT RM
8 5171 1-BED PATIENT RM
9 5169 1-BED PATIENT RM
10 5167 2-BED DUTY
11 5165 2-BED OFFICE
12 5155 CHAPEL
13 5153 2-BED PATIENT RM
14 5151 2-BED PATIENT RM
15 5149 2-BED PATIENT RM
16 5147 1-BED PATIENT RM
17 5145 1-BED PATIENT RM
18 5143B ANTE / ISOLATION ROOM
19 5044 1-BED PATIENT RM
20 5046 2-BED PATIENT RM
21 5048 2-BED PATIENT RM
22 5050 2-BED PATIENT RM
23 5054 4-BED TREATMENT ROOM
24 5056 4-BED OFFICE
25 5060 4-BED OFFICE
26 5064 2-BED OFFICE
27 5066 2-BED DUTY
28 5068 1-BED LOCKER
29 5070 1-BED PATIENT RM
30 5072 1-BED PATIENT RM
31 5074 1-BED PATIENT RM
32 5076 1-BED PATIENT RM
33 5078 2-BED PATIENT RM
34 5080 2-BED PATIENT RM
35 5082 2-BED PATIENT RM
36 5084 2-BED OFFICE
37 5088 LOUNGE

Building 10 - 5th Floor Plan - Total (Funding Activity Defense Health)
Plan Room #s from existing drawings Refer to individual location sheets shown below



38 5088 LOUNGE
39 5075 TREATMENT ROOM
40 5176 OFFICE
41 5176 OFFICE
42 5079 OFFICE
43 5178 OFFICE
44 5081 STORAGE
45 5180 SUPPLY
46 5083 COMM
47 5069 GALLEY
48 5168A VESTIBULE
49 5057 STO RM
50 5059 JAN CLO
51 5053 OFFICE
52 5055 OFFICE
53 5156 OFFICE
54 5158 OFFICE
55 5049 SHOWER
56 5150 OFFICE
57 5145 TREATMENT ROOM

3 Hour Fire Barrier NONE
58 2 Hour Fire Barrier 5-L STAIR 5-L STAIR
59 5-M STAIR 5-M STAIR
60 5199 VESTIB
61 5163 ELECT
62 5166 CLEAN ROOM UTILITY
63 5166 CLEAN ROOM UTILITY
64 5166 CLEAN ROOM UTILITY
65 5162 SOIL UTILITY ROOM
66 5162 SOIL UTILITY ROOM
67 1 Hour Fire Barrier 5100 LOBBY
68 5159 LOBBY
69 5154 CLEAN STORAGE
70 5051 STORAGE
71 5152 STORAGE
72 5052 STOR.

2 - Hour Smoke Barrier NONE
73 1 Hour Smoke Barrier 5182 CORRIDOR
74 5077 CORRIDOR
75 Smoke Partition / Resistive 5141B ANTE / ISOLATION ROOM
76 5139 1-BED PATIENT RM



77 5137 1-BED PATIENT RM
78 5135 1-BED PATIENT RM
79 5133 2-BED PATIENT RM
80 5131 2-BED PATIENT RM
81 5127 WAITING RM
82 5121 2-BED PATIENT RM
83 5119 2-BED PATIENT RM
84 5117 2-BED PATIENT RM
85 5115 1-BED PATIENT RM
86 5113 1-BED PATIENT RM
87 5111 1-BED PATIENT RM
88 5109 1-BED PATIENT RM
89 5107 1-BED PATIENT RM
90 5105 2-BED PATIENT RM
91 5103B ANTE / ISOLATION ROOM
92 5101B ANTE / ISOLATION ROOM
93 5003 LOUNGE
94 5003 LOUNGE
95 5002 2-BED PATIENT RM
96 5004 2-BED PATIENT RM
97 5006 2-BED PATIENT RM
98 5008 1-BED PATIENT RM
99 5010 1-BED OFFICE
100 5012 1-BED PATIENT RM
101 5014 1-BED PATIENT RM
102 5016 1-BED PATIENT RM
103 5018 2-BED PATIENT RM
104 5020 2-BED PATIENT RM
105 5022 2-BED PATIENT RM
106 5024 4-BED LOUNGE
107 5028 4-BED LOUNGE
108 5032 2-BED OFFICE
109 5034 2-BED PATIENT RM
110 5036 1-BED PATIENT RM
111 5038 1-BED PATIENT RM
112 5040 1-BED PATIENT RM
113 5042 1-BED PATIENT RM
114 5041 GALLEY
115 5142 COMM ROOM
116 5140 OFFICE
117 5039 OFFICE



118 5138 OFFICE
119 5037 DUTY
120 5134 M. LOCKER
121 5132 F. LOCKER
122 5136 OFFICE
123 5136 OFFICE
124 5130 OFFICE
125 5029 PHARMACY
126 5025 STORAGE
127 5027 JANITOR
128 5017 GALLEY
129 5118A COMM. CLOSET
130 5013 TREATMENT ROOM
131 5108 OFFICE
132 5108 OFFICE
133 5009 OFFICE
134 5106 OFFICE
135 5007 SHOWER
136 5102 OFFICE
137 5104 COMM

3 Hour Fire Barrier NONE
138 2 Hour Fire Barrier 5-N STAIR 5-N STAIR
139 5001 VESTIB
140 5123 ELECT
141 5122 SOIL UTILITY
142 5122 SOIL UTILITY
143 5120 CLEAN UTILITY
144 5120 CLEAN UTILITY
145 5120B COMM CL
146 5-P STAIR 5-P STAIR
147 1 Hour Fire Barrier 5000 LOBBY
148 5125 LOBBY
149 2 - Hour Smoke Barrier 5161 CORRIDOR (5161 to 5116)
150 5035 CORRIDOR (5023 to 5035)
151 1 Hour Smoke Barrier 5011 CORRIDOR (5023 to 5011)
152 5116 CORRIDOR

Total 152



Building 10 - 5th Floor Plan - Fire Barrier A - FS-054
Partition Type Plan Room # Room # Door # MO# Room Discription

Smoke Partition / Resistive 5185B ANTE / ISOLATION ROOM
5183B ANTE / ISOLATION ROOM
5181 2-BED PATIENT RM
5179 2-BED PATIENT RM
5177 1-BED OFFICE
5175 1-BED PATIENT RM
5173 1-BED PATIENT RM
5171 1-BED PATIENT RM
5169 1-BED PATIENT RM
5167 2-BED DUTY
5165 2-BED OFFICE
5155 CHAPEL
5153 2-BED PATIENT RM
5151 2-BED PATIENT RM
5149 2-BED PATIENT RM
5147 1-BED PATIENT RM
5145 1-BED PATIENT RM

5143B ANTE / ISOLATION ROOM
5044 1-BED PATIENT RM
5046 2-BED PATIENT RM
5048 2-BED PATIENT RM
5050 2-BED PATIENT RM
5054 4-BED TREATMENT ROOM
5056 4-BED OFFICE
5060 4-BED OFFICE
5064 2-BED OFFICE
5066 2-BED DUTY
5068 1-BED LOCKER
5070 1-BED PATIENT RM
5072 1-BED PATIENT RM
5074 1-BED PATIENT RM
5076 1-BED PATIENT RM
5078 2-BED PATIENT RM
5080 2-BED PATIENT RM
5082 2-BED PATIENT RM
5084 2-BED OFFICE
5088 LOUNGE



5088 LOUNGE
5075 TREATMENT ROOM
5176 OFFICE
5176 OFFICE
5079 OFFICE
5178 OFFICE
5081 STORAGE
5180 SUPPLY
5083 COMM
5069 GALLEY

5168A VESTIBULE
5057 STO RM
5059 JAN CLO
5053 OFFICE
5055 OFFICE
5156 OFFICE
5158 OFFICE
5049 SHOWER
5150 OFFICE
5145 TREATMENT ROOM

3 Hour Fire Barrier NONE

2 Hour Fire Barrier 5-L STAIR 5-L STAIR
5-M STAIR 5-M STAIR

5199 VESTIB
5163 ELECT
5166 CLEAN ROOM UTILITY
5166 CLEAN ROOM UTILITY
5166 CLEAN ROOM UTILITY
5162 SOIL UTILITY ROOM
5162 SOIL UTILITY ROOM

1 Hour Fire Barrier 5100 LOBBY
5159 LOBBY
5154 CLEAN STORAGE
5051 STORAGE
5152 STORAGE



5052 STOR.

2 - Hour Smoke Barrier NONE

1 Hour Smoke Barrier 5182 CORRIDOR
5077 CORRIDOR



Building 10 - 5th Floor Plan - Fire Barrier B - FS-055
Partition Type Plan Room # Room # Door # MO# Room Discription

Smoke Partition / Resistive 5141B ANTE / ISOLATION ROOM
5139 1-BED PATIENT RM
5137 1-BED PATIENT RM
5135 1-BED PATIENT RM
5133 2-BED PATIENT RM
5131 2-BED PATIENT RM
5127 WAITING RM
5121 2-BED PATIENT RM
5119 2-BED PATIENT RM
5117 2-BED PATIENT RM
5115 1-BED PATIENT RM
5113 1-BED PATIENT RM
5111 1-BED PATIENT RM
5109 1-BED PATIENT RM
5107 1-BED PATIENT RM
5105 2-BED PATIENT RM

5103B ANTE / ISOLATION ROOM
5101B ANTE / ISOLATION ROOM
5003 LOUNGE
5003 LOUNGE
5002 2-BED PATIENT RM
5004 2-BED PATIENT RM
5006 2-BED PATIENT RM
5008 1-BED PATIENT RM
5010 1-BED OFFICE
5012 1-BED PATIENT RM
5014 1-BED PATIENT RM
5016 1-BED PATIENT RM
5018 2-BED PATIENT RM
5020 2-BED PATIENT RM
5022 2-BED PATIENT RM
5024 4-BED LOUNGE
5028 4-BED LOUNGE
5032 2-BED OFFICE
5034 2-BED PATIENT RM
5036 1-BED PATIENT RM
5038 1-BED PATIENT RM



5040 1-BED PATIENT RM
5042 1-BED PATIENT RM
5041 GALLEY
5142 COMM ROOM
5140 OFFICE
5039 OFFICE
5138 OFFICE
5037 DUTY
5134 M. LOCKER
5132 F. LOCKER
5136 OFFICE
5136 OFFICE
5130 OFFICE
5029 PHARMACY
5025 STORAGE
5027 JANITOR
5017 GALLEY

5118A COMM. CLOSET
5013 TREATMENT ROOM
5108 OFFICE
5108 OFFICE
5009 OFFICE
5106 OFFICE
5007 SHOWER
5102 OFFICE
5104 COMM

3 Hour Fire Barrier NONE

2 Hour Fire Barrier 5-N STAIR 5-N STAIR
5001 VESTIB
5123 ELECT
5122 SOIL UTILITY
5122 SOIL UTILITY
5120 CLEAN UTILITY
5120 CLEAN UTILITY

5120B COMM CL
5-P STAIR 5-P STAIR



1 Hour Fire Barrier 5000 LOBBY
5125 LOBBY

2 - Hour Smoke Barrier 5161 CORRIDOR (5161 to 5116)
5035 CORRIDOR (5023 to 5035)

1 Hour Smoke Barrier 5011 CORRIDOR (5023 to 5011)
5116 CORRIDOR



Partition Type Plan Room # Room # Door # MO# Room Discription
1 Smoke Partition / Resistive 6169 ANTE / PARENT
2 6167 PARENT
3 6165 ANTE-NATAL TESTING
4 6155 ELECTRIC
5 6151 PASSAGE

6 6149
CONFERENCE / 
CLASSROOM

7 6147 VESTIBULE
8 6145 OFFICE
9 6143 OFFICE
10 6139 RESIDENT LIBRARY
11 6041 ANESTHESIA OFFICE

12 6039
ANESTHESIA WORKROOM 
QUIP. STOR.

13 6144 MALE LOCKERS
14 6144 MALE LOCKERS
15 6142 FEMALE LOCKERS
16 6030 L.D.R.P. #22
17 6032 L.D.R.P. #23
18 6034 RECOVERY

19 6036
CESAREAN DELIVERY ROOM 
1

20 6038A SUB-STERILE

21 6040
CESAREAN DELIVERY ROOM 
2

22 6042 PED'S OR.
23 6044B SUB-STERILE

3 Hour Fire Barrier NONE
24 2 Hour Fire Barrier 6-M STAIRS 6-M STAIRS
25 6199 VESTIB.
26 6-L STAIRS 6-L STAIRS
27 6152 SOILED HOLDING
28 6152 SOILED HOLDING
29 6154 CLEAN SUPPLY
30 5154B COMM RM
31 1 Hour Fire Barrier 6157 ELEVATOR LOBBY
32 6153 ELEVATOR LOBBY

Building 10 - 6th Floor Plan - Total (Funding Activity Defense Health)
Plan Room #s from existing drawings Refer to individual location sheets shown below



33 6037 CLEAN SUPPIES
34 6043 EQUIP STOR
35 6044A J.C.
36 6046 TRANSPORT
37 6056 J.C.
38 6173 PASSAGE

39 6171 WARD MASTER / EQUIP STO
40 2 - Hour Smoke Barrier 6140 CORRIDOR
41 6142 FEMALE LOCKERS
42 6148 CORRIDOR
43 1 Hour Smoke Barrier 6050A PASSAGE (6156 to 6050A)
44 6158 FAMILY WAITING
45 6160 COMM
46 6164 CORRIDOR (6150 to 6164)
47 6163 AMNIO
48 6161 PUBLIC TOILET
49 6159 WAITING

50 Smoke Partition / Resistive 6137
ANTE ISOLATION ANTE-
PARTUM

51 6135 ANTE-PARTUM
52 6133 ANTE-PARTUM
53 6131 ANTE-PARTUM
54 6129 ANTE-PARTUM
55 6127 EARLY LABOR
56 6125 VISITORS DAYROOM
57 6113 L.D.R.P. #1
58 6111 L.D.R.P. #2
59 6109 L.D.R.P. #3
60 6107 L.D.R.P. #4

61 6105 ANTE ISOLATION L.D.R.P. #5

62 6103 ANTE ISOLATION L.D.R.P. #6
63 6101 L.D.R.P. #7
64 6003 LOUNGE / CONFERENCE
65 6002 L.D.R.P. #8
66 6004 L.D.R.P. #9
67 6006 L.D.R.P. #10
68 6008 L.D.R.P. #11
69 6010 L.D.R.P. #12



70 6012 L.D.R.P. #13
71 6014 L.D.R.P. #14
72 6016 L.D.R.P. #15
73 6018 L.D.R.P. #16
74 6020 L.D.R.P. #17
75 6022 L.D.R.P. #18
76 6024 L.D.R.P. #19
77 6026 L.D.R.P. #20
78 6028 L.D.R.P. #21
79 6138 OPEN OFFICE
80 6138 OPEN OFFICE

81 6136 SOCIAL WORKERS OFFICE
82 6134 RN OFFICE
83 6132 MEDITATION
84 6023 OPEN OFFICE
85 6023 OPEN OFFICE
86 6021 MEDICATIONS
87 6124 TOILET
88 6019A STAFF TOILET
89 6019 STAFF UTIL
90 6116 NOURISH
91 6116 NOURISH
92 6114 TOILET
93 6108A MEDICATIONS
94 6106 INFANT HOLDING
95 6106 INFANT HOLDING
96 6106 INFANT HOLDING
97 6102 COMM CLOSET

3 Hour Fire Barrier NONE
98 2 Hour Fire Barrier 6-N STAIRS 6-N STAIRS
99 6001 VESTIB
100 6122 SOILED HOLDING
101 6122 SOILED HOLDING
102 6120 CLEAN SUPPLY
103 6120 CLEAN SUPPLY
104 6120B COMM RM
105 6-P STAIRS 6-P STAIRS
106 1 Hour Fire Barrier 6025 EQUIPMENT STORAGE
107 6123 ELEVATOR LOBBY
108 6000 ELEVATOR LOBBY



109 6104 OFFICE
110 6104 OFFICE
111 2 - Hour Smoke Barrier 6121 ELECTRIC
112 1 Hour Smoke Barrier 6110A CORRIDOR (6118 to 6110A)
113 6017 CORRIDOR (6033 to 6017)

Total 113

Partition Type Plan Room # Room # Door # MO# Room Discription
Smoke Partition / Resistive 6169 ANTE / PARENT

6167 PARENT
6165 ANTE-NATAL TESTING
6155 ELECTRIC
6151 PASSAGE

6149
CONFERENCE / 
CLASSROOM

6147 VESTIBULE
6145 OFFICE
6143 OFFICE
6139 RESIDENT LIBRARY
6041 ANESTHESIA OFFICE

6039
ANESTHESIA WORKROOM 
QUIP. STOR.

6144 MALE LOCKERS
6144 MALE LOCKERS
6142 FEMALE LOCKERS
6030 L.D.R.P. #22
6032 L.D.R.P. #23
6034 RECOVERY

6036
CESAREAN DELIVERY ROOM 
1

6038A SUB-STERILE

6040
CESAREAN DELIVERY ROOM 
2

6042 PED'S OR.
6044B SUB-STERILE

Building 10 - 6th Floor Plan - Fire Barrier A - FS-056



3 Hour Fire Barrier NONE

2 Hour Fire Barrier 6-M STAIRS 6-M STAIRS
6199 VESTIB.

6-L STAIRS 6-L STAIRS
6152 SOILED HOLDING
6152 SOILED HOLDING
6154 CLEAN SUPPLY

5154B COMM RM

1 Hour Fire Barrier 6157 ELEVATOR LOBBY
6153 ELEVATOR LOBBY
6037 CLEAN SUPPIES
6043 EQUIP STOR

6044A J.C.
6046 TRANSPORT
6056 J.C.
6173 PASSAGE

6171 WARD MASTER / EQUIP STO

2 - Hour Smoke Barrier 6140 CORRIDOR
6142 FEMALE LOCKERS
6148 CORRIDOR

1 Hour Smoke Barrier 6050A PASSAGE (6156 to 6050A)
6158 FAMILY WAITING
6160 COMM
6164 CORRIDOR (6150 to 6164)
6163 AMNIO
6161 PUBLIC TOILET
6159 WAITING



Partition Type Plan Room # Room # Door # MO# Room Discription

Smoke Partition / Resistive 6137
ANTE ISOLATION ANTE-
PARTUM

6135 ANTE-PARTUM
6133 ANTE-PARTUM
6131 ANTE-PARTUM
6129 ANTE-PARTUM
6127 EARLY LABOR
6125 VISITORS DAYROOM
6113 L.D.R.P. #1
6111 L.D.R.P. #2
6109 L.D.R.P. #3
6107 L.D.R.P. #4

6105 ANTE ISOLATION L.D.R.P. #5

6103 ANTE ISOLATION L.D.R.P. #6
6101 L.D.R.P. #7
6003 LOUNGE / CONFERENCE
6002 L.D.R.P. #8
6004 L.D.R.P. #9
6006 L.D.R.P. #10
6008 L.D.R.P. #11
6010 L.D.R.P. #12
6012 L.D.R.P. #13
6014 L.D.R.P. #14
6016 L.D.R.P. #15
6018 L.D.R.P. #16
6020 L.D.R.P. #17
6022 L.D.R.P. #18
6024 L.D.R.P. #19
6026 L.D.R.P. #20
6028 L.D.R.P. #21
6138 OPEN OFFICE
6138 OPEN OFFICE

6136 SOCIAL WORKERS OFFICE
6134 RN OFFICE

Building 10 - 6th Floor Plan - Fire Barrier B - FS-057



6132 MEDITATION
6023 OPEN OFFICE
6023 OPEN OFFICE
6021 MEDICATIONS
6124 TOILET

6019A STAFF TOILET
6019 STAFF UTIL
6116 NOURISH
6116 NOURISH
6114 TOILET

6108A MEDICATIONS
6106 INFANT HOLDING
6106 INFANT HOLDING
6106 INFANT HOLDING
6102 COMM CLOSET

3 Hour Fire Barrier NONE

2 Hour Fire Barrier 6-N STAIRS 6-N STAIRS
6001 VESTIB
6122 SOILED HOLDING
6122 SOILED HOLDING
6120 CLEAN SUPPLY
6120 CLEAN SUPPLY

6120B COMM RM
6-P STAIRS 6-P STAIRS

1 Hour Fire Barrier 6025 EQUIPMENT STORAGE
6123 ELEVATOR LOBBY
6000 ELEVATOR LOBBY
6104 OFFICE
6104 OFFICE

2 - Hour Smoke Barrier 6121 ELECTRIC

1 Hour Smoke Barrier 6110A CORRIDOR (6118 to 6110A)



6017 CORRIDOR (6033 to 6017)



Partition Type Plan Room # Room # Door # MO# Room Discription
1 Smoke Partition / Resistive 7212 OFFICE
2 7213 OFFICE
3 7214 OFFICE

4 7216
SEMIPRIVATE PATIENT 
ROOM

5 7218
SEMIPRIVATE PATIENT 
ROOM

6 7220
SEMIPRIVATE PATIENT 
ROOM

7 7222
SEMIPRIVATE PATIENT 
ROOM

8 7224
SEMIPRIVATE PATIENT 
ROOM

9 7225 CONSULT
10 7226 CONSULT
11 7228 FAMILY WAITING
12 7163A ELECT
13 7117 FAMILY WAITING
14 7120 EXAM
15 7121 CONSULT
16 7122 CONSULT
17 7124A OFFICE
18 7124 OFFICE

19 7032
SEMIPRIVATE PATIENT 
ROOM

20 7030
SEMIPRIVATE PATIENT 
ROOM

21 7028
SEMIPRIVATE PATIENT 
ROOM

22 7026
SEMIPRIVATE PATIENT 
ROOM

23 7024
SEMIPRIVATE PATIENT 
ROOM

24 7023 GROUP THERAPY ROOM
25 7021 OBSERVATION ROOM

26 7019
MULTIPURPOSE ACTIVITY / 
DINING

Building 10 - 7th Floor Plan - Total (Funding Activity Defense Health)
Plan Room #s from existing drawings Refer to individual location sheets shown below



27 7018 ART THERAPY
28 7017 GROUP ROOM
29 7015 OBSERVATION ROOM

30 7013
SEMIPRIVATE PATIENT 
ROOM

31 7011
SEMIPRIVATE PATIENT 
ROOM

32 7009
SEMIPRIVATE PATIENT 
ROOM

33 7007
SEMIPRIVATE PATIENT 
ROOM

34 7005 RESIDENT WK ROOM

35 7004
STAFF LOUNGE / 
CONFERENCE

36 7004
STAFF LOUNGE / 
CONFERENCE

37 7104 FEMALE LOCKERS
38 7105 MALE LOCKERS
39 7083 TELE
40 7108 EXAM ROOM
41 7111 NOURISHMENT
42 7114 WORK ROOM
43 7114A CHARTING ROOM
44 7166C DATA

3 Hour Fire Barrier NONE
45 2 Hour Fire Barrier 7-L STAIR 7-L STAIR
46 7199 VESTIBULE
47 7163 ELECT
48 1 Hour Fire Barrier 7006 STORAGE
49 7107 PAT. LAUND SECURE ST
50 7112 MEDS ROOM
51 7116 CLEAN SUPPLY
52 7162 SOILED UTILITY
53 7162 SOILED UTILITY
54 7119 MEDS ROOM
55 7203 CORRIDOR
56 7205 ELEV LOBBY
57 2-Hour Smoke Barrier 7001 CORRIDOR (7002 to 7001)
58 1 Hour Smoke Barrier 7200 CORRIDOR (7201 to 7200)
59 7000 CORRIDOR (7001 to 7000)
60 Smoke Partition / Resistive 7125 NCOIC



61 7127
MED. STUD. (2) PSYCH RST 
INT

62 7133 STAFF TOILET
63 7129 STAFF TOILET
64 7128 PSYCH RST5
65 7130 PSYCH RST6
66 7131 ADMIN (3)
67 7123A ELEC
68 7126 JAN
69 7132 STAFF TOILET
70 7132 STAFF TOILET
71 7120C DATA
72 7119 OFFICE
73 7117 OFFICE
74 7115B ANTEROOM
75 7113B ANTE ROOM
76 7111B ANTE ROOM
77 7109 OFFICE
78 7107 OFFICE
79 7105 OFFICE
80 7101 PLAYROOM
81 7102 DIRECTOR OFFICE
82 7003 LOUNGE
83 7002 PATIENT ROOM
84 7004 PATIENT ROOM
85 7006 PATIENT ROOM
86 7008 PATIENT ROOM
87 7010 PATIENT ROOM
88 7012 OFFICE
89 7014 GME ACTIVITY ROOM
90 7011A CORRIDOR
91 7064 GME ON CALL
92 7060 PASSAGE
93 7055 PASSAGE
94 7050 PASSAGE
95 7047 PSYCH GIST 4
96 7046 PSYCH GIST 3
97 7043 PSYCH GIST 2
98 7044 PSYCH GIST 1
99 7042 PSYCH GIST 4
100 7041 PSYCH GIST 3



101 7038 PSYCH GIST 2
102 7039 PSYCH GIST 1
103 7037 CONFERENCE ROOM
104 7034 SOCIAL WORK (11)
105 7134 RESIDENT
106 7136 GERIATRIC FELLOW
107 7118 RESIDENT OFFICE
108 7013 PLAYROOM
109 7114 OFFICE
110 7009 MEDS
111 7108 STUDENT WORK
112 7106 MEDICAL OFFICER
113 7104 TELE

3 Hour Fire Barrier NONE
114 2 Hour Fire Barrier 7001 VESTIBULE
115 7123 ELECT
116 7-P STAIR 7-P STAIR
117 1 Hour Fire Barrier 7207 ELEV LOBBY
118 7209 CORRIDOR
119 7122A SOILED UTILITY
120 7120 CLEAN SUPPLY
121 7112 SUPPLY CLOSET

 2-Hour Smoke Barrier NONE
122 1 Hour Smoke Barrier 7121 OFFICE
123 7211 CORRIDOR (7208 to 7211)
124 7003 CORRIDOR (7002 to 7003)

Total 124

Building 10 - 7th Floor Plan - Fire Barrier A - FS-058
Partition Type Plan Room # Room # Door # MO# Room Discription

Smoke Partition / Resistive 7212 OFFICE
7213 OFFICE
7214 OFFICE

7216
SEMIPRIVATE PATIENT 
ROOM

7218
SEMIPRIVATE PATIENT 
ROOM



7220
SEMIPRIVATE PATIENT 
ROOM

7222
SEMIPRIVATE PATIENT 
ROOM

7224
SEMIPRIVATE PATIENT 
ROOM

7225 CONSULT
7226 CONSULT
7228 FAMILY WAITING

7163A ELECT
7117 FAMILY WAITING
7120 EXAM
7121 CONSULT
7122 CONSULT

7124A OFFICE
7124 OFFICE

7032
SEMIPRIVATE PATIENT 
ROOM

7030
SEMIPRIVATE PATIENT 
ROOM

7028
SEMIPRIVATE PATIENT 
ROOM

7026
SEMIPRIVATE PATIENT 
ROOM

7024
SEMIPRIVATE PATIENT 
ROOM

7023 GROUP THERAPY ROOM
7021 OBSERVATION ROOM

7019
MULTIPURPOSE ACTIVITY / 
DINING

7018 ART THERAPY
7017 GROUP ROOM
7015 OBSERVATION ROOM

7013
SEMIPRIVATE PATIENT 
ROOM

7011
SEMIPRIVATE PATIENT 
ROOM

7009
SEMIPRIVATE PATIENT 
ROOM



7007
SEMIPRIVATE PATIENT 
ROOM

7005 RESIDENT WK ROOM

7004
STAFF LOUNGE / 
CONFERENCE

7004
STAFF LOUNGE / 
CONFERENCE

7104 FEMALE LOCKERS
7105 MALE LOCKERS
7083 TELE
7108 EXAM ROOM
7111 NOURISHMENT
7114 WORK ROOM

7114A CHARTING ROOM
7166C DATA

3 Hour Fire Barrier NONE

2 Hour Fire Barrier 7-L STAIR 7-L STAIR
7199 VESTIBULE
7163 ELECT

1 Hour Fire Barrier 7006 STORAGE
7107 PAT. LAUND SECURE ST
7112 MEDS ROOM
7116 CLEAN SUPPLY
7162 SOILED UTILITY
7162 SOILED UTILITY
7119 MEDS ROOM
7203 CORRIDOR
7205 ELEV LOBBY

2-Hour Smoke Barrier 7001 CORRIDOR (7002 to 7001)

1 Hour Smoke Barrier 7200 CORRIDOR (7201 to 7200)
7000 CORRIDOR (7001 to 7000)



Building 10 - 7th Floor Plan - Fire Barrier B - FS-059
Partition Type Plan Room # Room # Door # MO# Room Discription

Smoke Partition / Resistive 7125 NCOIC

7127
MED. STUD. (2) PSYCH RST 
INT

7133 STAFF TOILET
7129 STAFF TOILET
7128 PSYCH RST5
7130 PSYCH RST6
7131 ADMIN (3)

7123A ELEC
7126 JAN
7132 STAFF TOILET
7132 STAFF TOILET

7120C DATA
7119 OFFICE
7117 OFFICE

7115B ANTEROOM
7113B ANTE ROOM
7111B ANTE ROOM
7109 OFFICE
7107 OFFICE
7105 OFFICE
7101 PLAYROOM
7102 DIRECTOR OFFICE
7003 LOUNGE
7002 PATIENT ROOM
7004 PATIENT ROOM
7006 PATIENT ROOM
7008 PATIENT ROOM
7010 PATIENT ROOM
7012 OFFICE
7014 GME ACTIVITY ROOM



7011A CORRIDOR
7064 GME ON CALL
7060 PASSAGE
7055 PASSAGE
7050 PASSAGE
7047 PSYCH GIST 4
7046 PSYCH GIST 3
7043 PSYCH GIST 2
7044 PSYCH GIST 1
7042 PSYCH GIST 4
7041 PSYCH GIST 3
7038 PSYCH GIST 2
7039 PSYCH GIST 1
7037 CONFERENCE ROOM
7034 SOCIAL WORK (11)
7134 RESIDENT
7136 GERIATRIC FELLOW
7118 RESIDENT OFFICE
7013 PLAYROOM
7114 OFFICE
7009 MEDS
7108 STUDENT WORK
7106 MEDICAL OFFICER
7104 TELE

3 Hour Fire Barrier NONE

2 Hour Fire Barrier 7001 VESTIBULE
7123 ELECT

7-P STAIR 7-P STAIR

1 Hour Fire Barrier 7207 ELEV LOBBY
7209 CORRIDOR

7122A SOILED UTILITY
7120 CLEAN SUPPLY
7112 SUPPLY CLOSET



2-Hour Smoke Barrier NONE

1 Hour Smoke Barrier 7121 OFFICE
7211 CORRIDOR (7208 to 7211)
7003 CORRIDOR (7002 to 7003)



Partition Type Plan Room # Room # Door # MO# Room Discription
1 1 HR. FIRE & SMOKE BARRIER 0101 ELEV LOBBY
2 0111 ELEV LOBBY

3 2 HR. FIRE & SMOKE BARRIER 0100 CORRIDOR
4 0110 CORRIDOR
5 0200 CORRIDOR

6 1 HOUR RATED BARRIER 0100A CORRIDOR
7 0110A CORRIDOR

8 2 HOUR RATED BARRIER 0103 MECH ROOM
9 0103A MECH ROOM
10 0103B MECH ROOM
11 0103C MECH ROOM
12 0104 ELEC ROOM

Total Doors 12

Building 10 - Basement Floor Plan - Total
(Funding Activity Defense Health)
Plan Room #s from existing drawings No individual location sheets.



Partition Type Plan Room # Room # Door # MO# Room Discription
1 8-N STAIR M0476 STAIR
2 8001 M0477 VESTIBULE
3 8000A ELEVATOR MACHINE ROOM
4 8000 ELEVATOR MACHINE ROOM
5 8003 ELEVATOR MACHINE ROOM
6 8003A ELEVATOR MACHINE ROOM
7 OUTSIDE DOOR
8 OUTSIDE DOUBLE DOOR
9 COMM CLOSET
10 8-M STAIR STAIR
11 8199 M0431 VESTIBULE
12 8100 ELEVATOR MACHINE ROOM
13 8100A ELEVATOR MACHINE ROOM
14 8103 ELEVATOR MACHINE ROOM
15 8103A ELEVATOR MACHINE ROOM
16 OUTSIDE DOOR
17 OUTSIDE DOUBLE DOOR

Total 17

Refer to individual location sheets shown below
Building 10 - Penthouse - Total (Funding Activity Defense Health)
Plan Room #s from existing drawings 



Building 10 - East Penthouse
Partition Type Plan Room # Room # Door # MO# Room Discription

8-N STAIR M0476 STAIR
8001 M0477 VESTIBULE

8000A ELEVATOR MACHINE ROOM
8000 ELEVATOR MACHINE ROOM
8003 ELEVATOR MACHINE ROOM

8003A ELEVATOR MACHINE ROOM
OUTSIDE DOOR
OUTSIDE DOUBLE DOOR
COMM CLOSET

Building 10 - West Penthouse
Partition Type Plan Room # Room # Door # MO# Room Discription

8-M STAIR STAIR
8199 M0431 VESTIBULE
8100 ELEVATOR MACHINE ROOM

8100A ELEVATOR MACHINE ROOM
8103 ELEVATOR MACHINE ROOM

8103A ELEVATOR MACHINE ROOM
OUTSIDE DOOR
OUTSIDE DOUBLE DOOR



Partition Type Plan Room # Room # Door # MO# Room Discription
1 Smoke Partition / Resistive 1311 OT STOR

2 1459
OP SUPPLY STORAGE / 
PLASTER

3 Hour Fire Barrier NONE
4 2 Hour Fire Barrier 1470 VEST (Stair to 1470)
5 STAIR A4 STAIR A4
6 MECH Mechanical Room
7 1434 ELECT.
8 1436 COMM.
9 MECH Mechanical Room
10 STAIR A5 STAIR A5
11 1 Hour Fire Barrier 1501 ADJUST
12 1129 TRASH / LIN

2-Hour Smoke Barrier NONE
13 1 Hour Smoke Barrier 1120 CORRIDOR (1438 to 1120)
14 1312 CORRIDOR (1121 to 1312)
15 1122 CORRIDOR (1121 to 1122)
16 1127 CORRIDOR (1121 to 1127)
17 Smoke Partition / Resistive 1201 DISPENSING / STORAGE
18 1218 SUPPLY ROOM
19 1402 SOILED UTILITY
20 1404 CLEAN UTILITY
21 1301 EQUIP STORAGE

3 Hour Fire Barrier NONE
22 2 Hour Fire Barrier MECH MECHANICAL ROOM
23 MECH MECHANICAL ROOM
24 1304 COMM
25 1306 ELECT
26 STAIR A3 STAIR A3
27 MECH MECHANICAL ROOM

Building 19 - 1st Floor Plan - Total (Funding Activity Defense Health)
Plan Room #s from existing drawings Refer to individual location sheets shown below



1 Hour Fire Barrier NONE
2-Hour Smoke Barrier NONE

28 1 Hour Smoke Barrier 1201 DISPENSING / STORAGE
29 1203 CONSULT
30 1205 CORRIDOR
31 1206 RECEPTION
32 1400 CORRIDOR
33 1411 CORRIDOR
34 1109 CORRIDOR
35 Smoke Partition / Resistive 1034 EQUIPMENT STORAGE
36 1042 CLEAN UTILITY
37 1044 SOILED UTILITY

38 3 Hour Fire Barrier
CONNECTOR ENTRANCE (19 
to 3)

39
CONNECTOR ENTRANCE (19 
to 3)

40 2 Hour Fire Barrier STAIR A1 STAIR A1
41 MECH MECHANICAL ROOM
42 MECH MECHANICAL ROOM
43 1031 ELECT
44 1033 COMM
45 MECH MECHANICAL ROOM
46 STAIR A2 STAIR A2
47 1014 COMM
48 1016 ELECT
49 MECH MECHANICAL ROOM
50 MECH MECHANICAL ROOM
51 STAIR A6 STAIR A6

1 Hour Fire Barrier NONE
2-Hour Smoke Barrier NONE

52 1 Hour Smoke Barrier 1045 CORRIDOR
53 1085 RECP WORK
54 1081 CORRIDOR
55 1104 CORRIDOR

Total 55

Building 19 - 1st Floor Plan - Fire Barrier A - FS-063
Partition Type Plan Room # Room # Door # MO# Room Discription

Smoke Partition / Resistive 1311 OT STOR

1459
OP SUPPLY STORAGE / 
PLASTER

3 Hour Fire Barrier NONE



2 Hour Fire Barrier 1470 VEST (Stair to 1470)
STAIR A4 STAIR A4

MECH Mechanical Room
1434 ELECT.
1436 COMM.

MECH Mechanical Room
STAIR A5 STAIR A5

1 Hour Fire Barrier 1501 ADJUST
1129 TRASH / LIN

2-Hour Smoke Barrier NONE

1 Hour Smoke Barrier 1120 CORRIDOR (1438 to 1120)
1312 CORRIDOR (1121 to 1312)
1122 CORRIDOR (1121 to 1122)
1127 CORRIDOR (1121 to 1127)

Building 19 - 1st Floor Plan - Fire Barrier B - FS-064
Partition Type Plan Room # Room # Door # MO# Room Discription

Smoke Partition / Resistive 1201 DISPENSING / STORAGE
1218 SUPPLY ROOM
1402 SOILED UTILITY
1404 CLEAN UTILITY
1301 EQUIP STORAGE

3 Hour Fire Barrier NONE

2 Hour Fire Barrier MECH MECHANICAL ROOM
MECH MECHANICAL ROOM
1304 COMM
1306 ELECT

STAIR A3 STAIR A3
MECH MECHANICAL ROOM

1 Hour Fire Barrier NONE

2-Hour Smoke Barrier NONE



1 Hour Smoke Barrier 1201 DISPENSING / STORAGE
1203 CONSULT
1205 CORRIDOR
1206 RECEPTION
1400 CORRIDOR
1411 CORRIDOR
1109 CORRIDOR

Building 19 - 1st Floor Plan - Fire Barrier C - FS-065
Partition Type Plan Room # Room # Door # MO# Room Discription

Smoke Partition / Resistive 1034 EQUIPMENT STORAGE
1042 CLEAN UTILITY
1044 SOILED UTILITY

3 Hour Fire Barrier
CONNECTOR ENTRANCE (19 
to 3)
CONNECTOR ENTRANCE (19 
to 3)

2 Hour Fire Barrier STAIR A1 STAIR A1
MECH MECHANICAL ROOM
MECH MECHANICAL ROOM
1031 ELECT
1033 COMM

MECH MECHANICAL ROOM
STAIR A2 STAIR A2

1014 COMM
1016 ELECT

MECH MECHANICAL ROOM
MECH MECHANICAL ROOM

STAIR A6 STAIR A6

1 Hour Fire Barrier NONE

2-Hour Smoke Barrier NONE

1 Hour Smoke Barrier 1045 CORRIDOR
1085 RECP WORK
1081 CORRIDOR



1104 CORRIDOR



Partition Type Plan Room # Room # Door # MO# Room Discription
1 Smoke Partition / Resistive A 2669 SOILED UTILITY
2 2670 CLEAN UTILITY
 3 Hour Fire Barrier A NONE
3 2 Hour Fire Barrier A STAIR A4 STAIR A4
4 2642 ELEC
5 2643 COMM
6 STAIR A5 STAIR A5

1 Hour Fire Barrier A NONE
2-Hour Smoke Barrier A NONE

7 1 Hour Smoke Barrier A 2141 CORRIDOR (2141 to 2300)
8 2304 CORRIDOR (2300 to 2304)
9 2712 CORRIDOR (2402 to 2712)

10 2430 CORRIDOR (2402 to 2430)
11 2660 CORRIDOR (2421 to 2660)
12 Smoke Partition / Resistive B 2623 SOILED UTILITY
13 2624 CLEAN UTILITY

3 Hour Fire Barrier B NONE
14 2 Hour Fire Barrier B 2601 COMM
15 2602 ELEC
16 STAIR A3 STAIR A3

1 Hour Fire Barrier B NONE
2-Hour Smoke Barrier B NONE

17 1 Hour Smoke Barrier B 2407 CORRIDOR (2660 to 2407)
18 2400 CORRIDOR (2678 to 2400)
19 2525 MULTI-PURPOSE ROOM
20 Smoke Partition / Resistive C 2008 SPINE OFFICE
21 2105 EQUIPMENT
22 2143 SOILED UTILITY
23 2145 CLEAN UTILITY
24 3 Hour Fire Barrier C 2026 CORRIDOR (to 3-5)
25 2026 CORRIDOR (to 3-5)
26 2 Hour Fire Barrier C STAIR A1 STAIR A1
27 2126 COMM
28 2135 ELEC
29 STAIR A2 STAIR A2
30 2107 ELEC
31 2109 COMM
32 STAIR A6 STAIR A6

1 Hour Fire Barrier C NONE
2-Hour Smoke Barrier C NONE

33 1 Hour Smoke Barrier C 2217 CORRIDOR
34 2203 CORRIDOR
35 2111 CORRIDOR
36 2000 CORRIDOR

Total 36

Building 19 - 2nd Floor Plan - Fire Barrier A - FS-066
Partition Type Plan Room # Room # Door # MO# Room Discription

Smoke Partition / Resistive 2669 SOILED UTILITY
2670 CLEAN UTILITY

3 Hour Fire Barrier NONE

2 Hour Fire Barrier STAIR A4 STAIR A4
2642 ELEC
2643 COMM

STAIR A5 STAIR A5

1 Hour Fire Barrier NONE

2-Hour Smoke Barrier NONE

1 Hour Smoke Barrier 2141 CORRIDOR (2141 to 2300)
2304 CORRIDOR (2300 to 2304)
2712 CORRIDOR (2402 to 2712)
2430 CORRIDOR (2402 to 2430)
2660 CORRIDOR (2421 to 2660)

Building 19 - 2nd Floor Plan - Fire Barrier B - FS-067
Partition Type Plan Room # Room # Door # MO# Room Discription

Smoke Partition / Resistive 2623 SOILED UTILITY
2624 CLEAN UTILITY

3 Hour Fire Barrier NONE

2 Hour Fire Barrier 2601 COMM
2602 ELEC

STAIR A3 STAIR A3

1 Hour Fire Barrier NONE

2-Hour Smoke Barrier NONE

1 Hour Smoke Barrier 2407 CORRIDOR (2660 to 2407)
2400 CORRIDOR (2678 to 2400)
2525 MULTI-PURPOSE ROOM

Building 19 - 2nd Floor Plan - Fire Barrier C - FS-068
Partition Type Plan Room # Room # Door # MO# Room Discription

Smoke Partition / Resistive 2008 SPINE OFFICE
2105 EQUIPMENT
2143 SOILED UTILITY
2145 CLEAN UTILITY

3 Hour Fire Barrier 2026 CORRIDOR (to 3-5)
2026 CORRIDOR (to 3-5)

2 Hour Fire Barrier STAIR A1 STAIR A1
2126 COMM
2135 ELEC

STAIR A2 STAIR A2
2107 ELEC
2109 COMM

STAIR A6 STAIR A6

1 Hour Fire Barrier NONE

2-Hour Smoke Barrier NONE

1 Hour Smoke Barrier 2217 CORRIDOR
2203 CORRIDOR
2111 CORRIDOR
2000 CORRIDOR

Building 19 - 2nd Floor Plan - Total (Funding Activity Defense Health)
Plan Room #s from existing drawings Refer to individual location sheets shown below



Partition Type Plan Room # Room # Door # MO# Room Discription
1 Smoke Partition / Resistive A 3537 CLEAN UTILITY
2 3539 SOIL UTILITY
3 3532 HAZ CLEAN

3 Hour Fire Barrier A NONE
4 2 Hour Fire Barrier A STAIR A4 STAIR A4
5 3467 ELEC
6 3456 COMM
7 STAIR A5 STAIR A5

1 Hour Fire Barrier A NONE
2-Hour Smoke Barrier A NONE
1 Hour Smoke Barrier A NONE

8 Smoke Partition / Resistive B 3421 EQUIPMENT
9 3341 DIGITAL IMAGE STORAGE
10 3348 SOILED UTILITY
11 3357 CLEAN SUPPLY

3 Hour Fire Barrier B NONE
12 2 Hour Fire Barrier B 3379 COMM
13 3380 ELEC
14 STAIR A3 STAIR A3

1 Hour Fire Barrier B NONE
2-Hour Smoke Barrier B NONE
1 Hour Smoke Barrier B NONE

15 Smoke Partition / Resistive C 3170 STOR
16 3043 LAB STOR
17 3043 LAB STOR
18 3128 SOILED UTILITY
19 3130 EQUIPMENT
20 3132 CLEAN UTLITY

3 Hour Fire Barrier C NONE
21 2 Hour Fire Barrier C STAIR A1 STAIR A1
22 3146 COMM
23 3159 ELEC
24 STAIR A2 STAIR A2
25 3110 COMM
26 3114 ELEC
27 STAIR A6 STAIR A6

1 Hour Fire Barrier C NONE

Building 19 - 3rd Floor Plan - Total (Funding Activity Defense Health)
Plan Room #s from existing drawings Refer to individual location sheets shown below



2-Hour Smoke Barrier C NONE
1 Hour Smoke Barrier C NONE

Total 27

Building 19 - 3rd Floor Plan - Fire Barrier A - FS-069
Partition Type Plan Room # Room # Door # MO# Room Discription

Smoke Partition / Resistive 3537 CLEAN UTILITY
3539 SOIL UTILITY
3532 HAZ CLEAN

3 Hour Fire Barrier NONE

2 Hour Fire Barrier STAIR A4 STAIR A4
3467 ELEC
3456 COMM

STAIR A5 STAIR A5

1 Hour Fire Barrier NONE

2-Hour Smoke Barrier NONE

1 Hour Smoke Barrier NONE

Building 19 - 3rd Floor Plan - Fire Barrier B - FS-070
Partition Type Plan Room # Room # Door # MO# Room Discription

Smoke Partition / Resistive 3421 EQUIPMENT
3341 DIGITAL IMAGE STORAGE
3348 SOILED UTILITY



3357 CLEAN SUPPLY

3 Hour Fire Barrier NONE

2 Hour Fire Barrier 3379 COMM
3380 ELEC

STAIR A3 STAIR A3

1 Hour Fire Barrier NONE

2-Hour Smoke Barrier NONE

1 Hour Smoke Barrier NONE

Building 19 - 3rd Floor Plan - Fire Barrier C - FS-071
Partition Type Plan Room # Room # Door # MO# Room Discription

Smoke Partition / Resistive 3170 STOR
3043 LAB STOR
3043 LAB STOR
3128 SOILED UTILITY
3130 EQUIPMENT
3132 CLEAN UTLITY

3 Hour Fire Barrier NONE

2 Hour Fire Barrier STAIR A1 STAIR A1
3146 COMM
3159 ELEC

STAIR A2 STAIR A2
3110 COMM



3114 ELEC
STAIR A6 STAIR A6

1 Hour Fire Barrier NONE

2-Hour Smoke Barrier NONE

1 Hour Smoke Barrier NONE



Partition Type Plan Room # Room # Door # MO# Room Discription
1 Smoke Partition / Resistive A 4558 SOILED UTILITY
2 4556 CLEAN UTILITY

3 Hour Fire Barrier A NONE
3 2 Hour Fire Barrier A STAIR A4 STAIR A4
4 4580 ELEC
5 4539 COMM
6 STAIR A5 STAIR A5

1 Hour Fire Barrier A NONE
2-Hour Smoke Barrier A NONE
1 Hour Smoke Barrier A NONE

7 Smoke Partition / Resistive B 4330 SOILED UTILITY
8 4335 CLEAN UTILITY

3 Hour Fire Barrier B NONE
9 2 Hour Fire Barrier B 4502 ELEC

10 4503 COMM
11 STAIR A3 STAIR A3

1 Hour Fire Barrier B NONE
2-Hour Smoke Barrier B NONE
1 Hour Smoke Barrier B NONE

12 Smoke Partition / Resistive C 4111 EQUIPMENT
13 4144 CLEAN UTILITY
14 4145 SOILED UTILITY
15 4156 EQUIPMENT

3 Hour Fire Barrier C NONE
16 2 Hour Fire Barrier C STAIR A1 STAIR A1
17 4162 ELEC
18 4149 COMM
19 STAIR A2 STAIR A2
20 4243 ELEC
21 4242 COMM
22 STAIR A6 STAIR A6

1 Hour Fire Barrier C NONE
2-Hour Smoke Barrier C NONE
1 Hour Smoke Barrier C NONE

Total 22

Building 19 - 4th Floor Plan - Total (Funding Activity Defense Health)
Plan Room #s from existing drawings Refer to individual location sheets shown below



Building 19 - 4th Floor Plan - Fire Barrier A - FS-072
Partition Type Plan Room # Room # Door # MO# Room Discription

Smoke Partition / Resistive 4558 SOILED UTILITY
4556 CLEAN UTILITY

3 Hour Fire Barrier NONE

2 Hour Fire Barrier STAIR A4 STAIR A4
4580 ELEC
4539 COMM

STAIR A5 STAIR A5

1 Hour Fire Barrier NONE

2-Hour Smoke Barrier NONE

1 Hour Smoke Barrier NONE



Building 19 - 4th Floor Plan - Fire Barrier B - FS-073
Partition Type Plan Room # Room # Door # MO# Room Discription

Smoke Partition / Resistive 4330 SOILED UTILITY
4335 CLEAN UTILITY

3 Hour Fire Barrier NONE

2 Hour Fire Barrier 4502 ELEC
4503 COMM

STAIR A3 STAIR A3

1 Hour Fire Barrier NONE

2-Hour Smoke Barrier NONE

1 Hour Smoke Barrier NONE



Building 19 - 4th Floor Plan - Fire Barrier C - FS-074
Partition Type Plan Room # Room # Door # MO# Room Discription

Smoke Partition / Resistive 4111 EQUIPMENT
4144 CLEAN UTILITY
4145 SOILED UTILITY
4156 EQUIPMENT

3 Hour Fire Barrier NONE

2 Hour Fire Barrier STAIR A1 STAIR A1
4162 ELEC
4149 COMM

STAIR A2 STAIR A2
4243 ELEC
4242 COMM

STAIR A6 STAIR A6

1 Hour Fire Barrier NONE

2-Hour Smoke Barrier NONE

1 Hour Smoke Barrier NONE



Partition Type Plan Room # Room # Door # MO# Room Discription
Smoke Partition / Resistive A NONE
3 Hour Fire Barrier A NONE

1 2 Hour Fire Barrier A STAIR A4 STAIR A4
2 5520 COMM
3 5521 ELEC

1 Hour Fire Barrier A NONE
2-Hour Smoke Barrier A NONE
1 Hour Smoke Barrier A NONE

4 Smoke Partition / Resistive B 5502 SOIL UTILITY

5 5500
CLEAN UTILITY EQUIPMENT 
STOR

3 Hour Fire Barrier B NONE
6 2 Hour Fire Barrier B 5407 COMM
7 5409 ELEC
8 STAIR A3 STAIR A3

1 Hour Fire Barrier B NONE
2-Hour Smoke Barrier B NONE
1 Hour Smoke Barrier B NONE

9 Smoke Partition / Resistive C 5034 EQUIPMENT
10 5033 CLEAN UTILITY
11 5042 SOILED UTILITY
12 5103 EQUIPMENT

3 Hour Fire Barrier C NONE
13 2 Hour Fire Barrier C STAIR A1 STAIR A1
14 5040 ELEC
15 5031 COMM
16 5104 COMM
17 5106 ELEC
18 STAIR A2 STAIR A2

1 Hour Fire Barrier C NONE
2-Hour Smoke Barrier C NONE
1 Hour Smoke Barrier C NONE

Total 18

Building 19 - 5th Floor Plan - Total (Funding Activity Defense Health)
Plan Room #s from existing drawings Refer to individual location sheets shown below



Building 19 - 5th Floor Plan - Fire Barrier A - FS-075
Partition Type Plan Room # Room # Door # MO# Room Discription

Smoke Partition / Resistive NONE

3 Hour Fire Barrier NONE

2 Hour Fire Barrier STAIR A4 STAIR A4
5520 COMM
5521 ELEC

1 Hour Fire Barrier NONE

2-Hour Smoke Barrier NONE

1 Hour Smoke Barrier NONE



Building 19 - 5th Floor Plan - Fire Barrier B - FS-076
Partition Type Plan Room # Room # Door # MO# Room Discription

Smoke Partition / Resistive 5502 SOIL UTILITY

5500
CLEAN UTILITY EQUIPMENT 
STOR

3 Hour Fire Barrier NONE

2 Hour Fire Barrier 5407 COMM
5409 ELEC

STAIR A3 STAIR A3

1 Hour Fire Barrier NONE

2-Hour Smoke Barrier NONE

1 Hour Smoke Barrier NONE



Building 19 - 5th Floor Plan - Fire Barrier C - FS-077
Partition Type Plan Room # Room # Door # MO# Room Discription

Smoke Partition / Resistive 5034 EQUIPMENT
5033 CLEAN UTILITY
5042 SOILED UTILITY
5103 EQUIPMENT

3 Hour Fire Barrier NONE

2 Hour Fire Barrier STAIR A1 STAIR A1
5040 ELEC
5031 COMM
5104 COMM
5106 ELEC

STAIR A2 STAIR A2

1 Hour Fire Barrier NONE

2-Hour Smoke Barrier NONE

1 Hour Smoke Barrier NONE



Partition Type Plan Room # Room # Door # MO# Room Discription
Smoke Partition / Resistive A NONE
3 Hour Fire Barrier A NONE

1 2 Hour Fire Barrier A STAIR A4 STAIR A4
2 6537 COMM
3 6542 ELEC

1 Hour Fire Barrier A NONE
2-Hour Smoke Barrier A NONE
1 Hour Smoke Barrier A NONE
Smoke Partition / Resistive B NONE
3 Hour Fire Barrier B NONE

4 2 Hour Fire Barrier B 6409 COMM
5 6411 ELEC
6 STAIR A3 STAIR A3

1 Hour Fire Barrier B NONE
2-Hour Smoke Barrier B NONE
1 Hour Smoke Barrier B NONE

7 Smoke Partition / Resistive C 6041 CLEAN UTILITY
3 Hour Fire Barrier C NONE

8 2 Hour Fire Barrier C STAIR A1 STAIR A1
9 6040 SOILED UTILITY
10 6042 ELEC
11 6043 COMM
12 6102 COMM
13 6104 ELEC
14 STAIR A2 STAIR A2

1 Hour Fire Barrier C NONE
2-Hour Smoke Barrier C NONE
1 Hour Smoke Barrier C NONE

Total 14

Building 19 - 6th Floor Plan - Total (Funding Activity Defense Health)
Plan Room #s from existing drawings Refer to individual location sheets shown below



Building 19 - 6th Floor Plan - Fire Barrier A - FS-078
Partition Type Plan Room # Room # Door # MO# Room Discription

Smoke Partition / Resistive NONE

3 Hour Fire Barrier NONE

2 Hour Fire Barrier STAIR A4 STAIR A4
6537 COMM
6542 ELEC

1 Hour Fire Barrier NONE

2-Hour Smoke Barrier NONE

1 Hour Smoke Barrier NONE



Building 19 - 6th Floor Plan - Fire Barrier B - FS-079
Partition Type Plan Room # Room # Door # MO# Room Discription

Smoke Partition / Resistive NONE

3 Hour Fire Barrier NONE

2 Hour Fire Barrier 6409 COMM
6411 ELEC

STAIR A3 STAIR A3

1 Hour Fire Barrier NONE

2-Hour Smoke Barrier NONE

1 Hour Smoke Barrier NONE



Building 19 - 6th Floor Plan - Fire Barrier C - FS-080
Partition Type Plan Room # Room # Door # MO# Room Discription

Smoke Partition / Resistive 6041 CLEAN UTILITY

3 Hour Fire Barrier NONE

2 Hour Fire Barrier STAIR A1 STAIR A1
6040 SOILED UTILITY
6042 ELEC
6043 COMM
6102 COMM
6104 ELEC

STAIR A2 STAIR A2

1 Hour Fire Barrier NONE

2-Hour Smoke Barrier NONE

1 Hour Smoke Barrier NONE



Partition Type Plan Room # Room # Door # MO# Room Discription

1 Smoke Partition / Resistive B203
JANITORS CLOSET / 
STORAGE

2 B206 BUILDING STORAGE
3 Hour Fire Barrier NONE

3 2 Hour Fire Barrier STAIR A4 STAIR A4
4 STAIR A5 STAIR A5
5 1 Hour Fire Barrier B204 RECYCLING
6 B205 RED BAG HOLDING
7 B207 TRASH HOLDING
8 B212 OXYGEN STORAGE

2-Hour Smoke Barrier NONE
1 Hour Smoke Barrier NONE

9 Smoke Partition / Resistive B316 STORAGE ROOM
3 Hour Fire Barrier NONE

10 2 Hour Fire Barrier STAIR A3 STAIR A3
11 B334 COMM
12 B336 ELEC

13 B317
LIFE SAFETY / ESSENTIAL 
POWER ROOM

14 B317
LIFE SAFETY / ESSENTIAL 
POWER ROOM

15 B317
LIFE SAFETY / ESSENTIAL 
POWER ROOM

16 B300 MAIN ELECT
17 1001A TUNNEL CORRIDOR

1 Hour Fire Barrier NONE
2-Hour Smoke Barrier NONE
1 Hour Smoke Barrier NONE

18 Smoke Partition / Resistive B160 STORAGE
19 B043 PREP ROOM TRGM1
20 B041 EQUIP ROOM XMRE1
21 B041 EQUIP ROOM XMRE1
22 B035 STOR / EQUIP
23 B026 LA SUPPLY STORAGE
24 B104 CLEAN UTILITY
25 B108 EQUIP ROOM
26 B110 SOILED UTILITY
27 B118 FUTURE USE

3 Hour Fire Barrier NONE
28 2 Hour Fire Barrier STAIR A1 STAIR A1
29 STAIR A2 STAIR A2
30 B114 ELEC
31 B116 COMM

Building 19 - Basement Floor Plan - Total
(Funding Activity Defense Health)
Plan Room #s from existing drawings Refer to individual location sheets shown below



32 1 Hour Fire Barrier B014
TRASH / SOILED / LINEN 
COLLECTION

2-Hour Smoke Barrier NONE
33 1 Hour Smoke Barrier B012A CORRIDOR (B012 to B012A)
34 B117A CORRIDOR (B117 to B117A)
35 B130 MALE SUB WAITING
36 B128 FEMALE SUB WAITING

Total 36

Building 19 - Basement Floor Plan - Fire Barrier A - FS-060
Partition Type Plan Room # Room # Door # MO# Room Discription

Smoke Partition / Resistive B203
JANITORS CLOSET / 
STORAGE

B206 BUILDING STORAGE

3 Hour Fire Barrier NONE

2 Hour Fire Barrier STAIR A4 STAIR A4
STAIR A5 STAIR A5

1 Hour Fire Barrier B204 RECYCLING
B205 RED BAG HOLDING
B207 TRASH HOLDING
B212 OXYGEN STORAGE

2-Hour Smoke Barrier NONE

1 Hour Smoke Barrier NONE



Building 19 - Basement Floor Plan - Fire Barrier B - FS-061
Partition Type Plan Room # Room # Door # MO# Room Discription

Smoke Partition / Resistive B316 STORAGE ROOM

3 Hour Fire Barrier NONE

2 Hour Fire Barrier STAIR A3 STAIR A3
B334 COMM
B336 ELEC

B317
LIFE SAFETY / ESSENTIAL 
POWER ROOM

B317
LIFE SAFETY / ESSENTIAL 
POWER ROOM

B317
LIFE SAFETY / ESSENTIAL 
POWER ROOM

B300 MAIN ELECT
1001A TUNNEL CORRIDOR

1 Hour Fire Barrier NONE

2-Hour Smoke Barrier NONE

1 Hour Smoke Barrier NONE



Building 19 - Basement Floor Plan - Fire Barrier C - FS-062
Partition Type Plan Room # Room # Door # MO# Room Discription

Smoke Partition / Resistive B160 STORAGE
B043 PREP ROOM TRGM1
B041 EQUIP ROOM XMRE1
B041 EQUIP ROOM XMRE1
B035 STOR / EQUIP
B026 LA SUPPLY STORAGE
B104 CLEAN UTILITY
B108 EQUIP ROOM
B110 SOILED UTILITY
B118 FUTURE USE

3 Hour Fire Barrier NONE

2 Hour Fire Barrier STAIR A1 STAIR A1
STAIR A2 STAIR A2

B114 ELEC
B116 COMM

1 Hour Fire Barrier B014
TRASH / SOILED / LINEN 
COLLECTION

2-Hour Smoke Barrier NONE

1 Hour Smoke Barrier B012A CORRIDOR (B012 to B012A)
B117A CORRIDOR (B117 to B117A)
B130 MALE SUB WAITING
B128 FEMALE SUB WAITING



Partition Type Plan Room # Room # Door # MO# Room Discription
Smoke Partition / Resistive 1A NONE
3 Hour Fire Barrier 1A NONE

1 2 Hour Fire Barrier 1A 1122A ENG. EQUIP. ROOM
2 1123 EM ELEC
3 1124 MAIN ELEC
4 1 Hour Fire Barrier 1A 1010A STORAGE
5 1112 CORRIDOR 
6 1122 MECH
7 1126 WORK AREA

2-Hour Smoke Barrier 1A NONE
1 Hour Smoke Barrier 1A NONE
Smoke Partition / Resistive 1B NONE
3 Hour Fire Barrier 1B NONE

8 2 Hour Fire Barrier 1B 1075 STAIR #3
9 1 Hour Fire Barrier 1B 1112 CORRIDOR
10 1080 RECYCLE
11 1068 GAS CYLINDER
12 1067 COMM
13 1110 CORRIDOR
14 1066 SOILED
15 1052 HOLDING / EXAM
16 1062 BLOOD LAB
17 1077 CORR (1074 to 1077)
18 1063 CLEAN SUPPLY / EQUIP
19 1071 CORRIDOR (1077 to 1071)
20 1064 PHARM OFFICE
21 1071B ELEV. CONTROL ROOM
22 1072 CORRIDOR
23 1071A EQUIP STOR
24 1023 QUIET
25 1030 IMAGING CHECK-IN
26 1020 CASE MGMT

2-Hour Smoke Barrier 1B NONE
1 Hour Smoke Barrier 1B NONE
Smoke Partition / Resistive 2A NONE
3 Hour Fire Barrier 2A NONE
2 Hour Fire Barrier 2A NONE

Building 51 - 1st Floor Plan - Total (Funding Activity Defense Health)
Plan Room #s from existing drawings Refer to individual location sheets shown below



27 1 Hour Fire Barrier 2A 2115 MECHANICAL
28 2087 CORRIDOR (2082 to 2087)

2-Hour Smoke Barrier 2A NONE
1 Hour Smoke Barrier 2A NONE
Smoke Partition / Resistive 2B NONE
3 Hour Fire Barrier 2B NONE

29 2 Hour Fire Barrier 2B 2075 STAIR #3
30 1 Hour Fire Barrier 2B 2087 CORRIDOR (2082 to 2087)
31 2054 CORRIDOR (2085 to 2054)
32 2052 CORRIDOR
33 2042 STOR
34 2005 STOR.
35 2050 CORRIDOR

2-Hour Smoke Barrier 2B NONE
1 Hour Smoke Barrier 2B NONE

Total 35



Building 51 - 1st Floor Plan - Fire Barrier A - FS-081
Partition Type Plan Room # Room # Door # MO# Room Discription

Smoke Partition / Resistive NONE

3 Hour Fire Barrier NONE

2 Hour Fire Barrier 1122A ENG. EQUIP. ROOM
1123 EM ELEC
1124 MAIN ELEC

1 Hour Fire Barrier 1010A STORAGE
1112 CORRIDOR 
1122 MECH
1126 WORK AREA

2-Hour Smoke Barrier NONE

1 Hour Smoke Barrier NONE



Building 51 - 1st Floor Plan - Fire Barrier B - FS-082
Partition Type Plan Room # Room # Door # MO# Room Discription

Smoke Partition / Resistive NONE

3 Hour Fire Barrier NONE

2 Hour Fire Barrier 1075 STAIR #3

1 Hour Fire Barrier 1112 CORRIDOR
1080 RECYCLE
1068 GAS CYLINDER
1067 COMM
1110 CORRIDOR
1066 SOILED
1052 HOLDING / EXAM
1062 BLOOD LAB
1077 CORR (1074 to 1077)
1063 CLEAN SUPPLY / EQUIP
1071 CORRIDOR (1077 to 1071)
1064 PHARM OFFICE

1071B ELEV. CONTROL ROOM
1072 CORRIDOR

1071A EQUIP STOR
1023 QUIET
1030 IMAGING CHECK-IN
1020 CASE MGMT

2-Hour Smoke Barrier NONE

1 Hour Smoke Barrier NONE



Building 51 - 2nd Floor Plan - Fire Barrier A - FS-083
Partition Type Plan Room # Room # Door # MO# Room Discription

Smoke Partition / Resistive NONE

3 Hour Fire Barrier NONE

2 Hour Fire Barrier NONE

1 Hour Fire Barrier 2115 MECHANICAL
2087 CORRIDOR (2082 to 2087)

2-Hour Smoke Barrier NONE

1 Hour Smoke Barrier NONE



Building 51 - 2nd Floor Plan - Fire Barrier B - FS-084
Partition Type Plan Room # Room # Door # MO# Room Discription

Smoke Partition / Resistive NONE

3 Hour Fire Barrier NONE

2 Hour Fire Barrier 2075 STAIR #3

1 Hour Fire Barrier 2087 CORRIDOR (2082 to 2087)
2054 CORRIDOR (2085 to 2054)
2052 CORRIDOR
2042 STOR
2005 STOR.
2050 CORRIDOR

2-Hour Smoke Barrier NONE

1 Hour Smoke Barrier NONE
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