
3
4
"

TA-30

1
8
"

3
4
"

B
O

T
 O

F
 B

A
R

3
8
"

M
IN

1
8
"

A
T

 7
2
"H

 S
H

O
W

E
R

 C
U

R
T

A
IN

7
6
"

TA-27

TA-30

MAX

15"

4
8
" 

M
A

X

3
8
" 

M
IN

CONTROLS
AND HAND

SHOWER
LOCATION

T
A

-2
9
 1

8
"

3
6
"

3
6
" 

M
IN

4
" 

M
A

X
C

O
N

T
R

O
L
 W

A
L
L

18"

36"

BACKWALL

48" MIN

M
A

X

1
2
"

M
A

X

1
7
"

MIN

15"

MIN

15"

MIN

15"

MIN

15"

4
8
" 

M
IN

F
IX

T
U

R
E

1
3
 1

/2
" 

M
IN

D
E

P
T

H

4
8
" 

M
A

X

3
4
" 

M
A

X

2
7
" 

M
IN

MIN

8"

M
IN9
"

MIN

6"

25" MAX

17" MIN

TA-6

TA-6 SHALL NOT
OVERLAP FRONT
EDGE OF LAVATORY

MIN KNEE AND
TOE CLEARANCE

15"

MIN

30"

MIN

15"

MIN

15"

25" *

2
5
" 

M
A

X

1
7
" 

M
IN

4
8
" 

M
IN

3
0
"

3
4
"4
0
"

M
IN

1
8
"

40"

28"

TA-16

T
A

-2
9
 1

8
"

TA-28 42"

40"

M
IN

1
8
"

B
O

T
 O

F
 B

A
R

4
0
"

3
4
"

TA-1

TA-28 42"

T
A

-2
9
 1

8
"

M
IN

1
2
"

8 1/2"

TA-10

3
0
"

CLEAR WIDTH

 32" MIN

6
0
" 

M
IN

4
2
" 

M
IN

18"

36"

4
0
"

34"

M
IN

1
2
"

3
4
"

B
O

T
 O

F
 B

A
R

4
0
"

M
IN

1
8
"

TA-1

TA-28 42"

T
A

-2
9
 1

8
"

SEE DETAILS
G & M/TA-1/2 FOR

DISPENSER OUTLET
LOCATION

TA-1

MIN

12"24" MIN

17"

6"

 15" MIN

6
0
" 

M
IN

M
A

X

1
2
"

4
2
" 

M
IN

60" MIN

RECOMMENDED

32" MIN

4" MAX 56" MIN

CLEAR WIDTH

 32" MIN

4
2
" 

M
IN

REQUIRED TOE
CLEARANCE

SEE DETAILS
G & M/TA-1 /TA-2 FOR
DISPENSER OUTLET

LOCATION

TA-1

TA-28 42"

T
A

-2
9
 1

8
"

3
4
"

B
O

T
 O

F
 B

A
R

4
0
"

M
IN

1
8
"

MIN

6"

M
IN9
"

MIN

8"

2
7
" 

M
IN

3
4
" 

M
A

X

4
8
" 

M
A

X

TA-6

TA-6 SHALL NOT
OVERLAP FRONT
EDGE OF LAVATORY

MIN KNEE AND
TOE CLEARANCE

1
8
"3

0
"

3
4
"

TA-10

TA-28 36"

TA-13

TA-20

TA-16

3
4
" 

M
A

X

T
O

 R
E

F
L
E

C
T

IN
G

4
0
" 

M
A

X

4
8
" 

M
A

X

3
0
"

MANUAL FLUSH VALVE TO
FACE TRANSFER SIDE

M
A

X

1
2
"

4
2
" 

M
IN

5
4
" 

M
IN

5
6
" 

M
IN

30" x 48"
MANUEVERING

PAST DOOR SWING

M
IN

1
8
"

2
5
" 

M
A

X

1
7
" 

M
IN

4
8
" 

M
IN

MIN

60"

 17"

MIN

12" 24" MIN

MIN

15"

MIN

15"

25" *

ACCESSIBLE TRANSFER SHOWER COMPARTMENT
SCALE: 3/8" = 1'-0"

H

ACCESSIBLE AND NON-ACCESSIBLE URINALS
SCALE: 3/8" = 1'-0"

F

ACCESSIBLE AND NON-ACCESSIBLE LAVATORIES
SCALE: 3/8" = 1'-0"

E
ACCESSIBLE AND NON-ACCESSIBLE TOILET COMPARTMENTS
SCALE: 3/8" = 1'-0"

B
AMBULATORY COMPARTMENT
SCALE: 3/8" = 1'-0"

D

ACCESSIBLE SINGLE USER TOILET ROOM - ALIGNED BACK WALL
SCALE: 3/8" = 1'-0"

A

C3

C4AG.3

C3

C5AG.3

E3

E2AG.3

H3

H2AG.3

F2

F3AG.3

D2

D4 D3AG.3

A2

A3AG.3

H1
PLAN

H2
CONTROL WALL ELEVATION

H3
BACKWALL ELEVATION

E1
PLAN

E2
ELEVATION AT SIDE WALL

F1
PLAN

F2
ELEVATION

F3
SECTION

D2
ELEVATION @ REAR WALL

D3
ELEVATION @ SIDE WALL

D4
ELEVATION @ SIDE WALL

D1
PLAN

B3
ELEVATION @ SIDE WALL

B4
ELEVATION @ SIDE WALL

B1
PLAN

A2
ELEVATION @ BACK WALL

A3
ELEVATION @ SIDE WALL

A4
ELEVATION @ SIDE WALL

A1
PLAN

NO
OBSTRUCTIONS
IN  ZONES ABV
AND BLW GRAB
BAR

PROJECTING OBJECT
GREATER THAN 1/4"

EXCEPTION:
THE SPACE BETWEEN
THE TOP
OF THE GRAB BAR AND
SHOWER CONTROLS,
SHOWER FITTINGS, AND
OTHER GRAB BARS IS
PERMITTED TO BE 1 1/2"
MIN

1 1/4" DIAMETER
GRAB BAR

PROJECTING OBJECT
GREATER THAN 1/4"

1
2
" 

M
IN

  1 1/2"

M
IN

 
 

1
 1

/2
"

GRAB BAR SPACING
SCALE: 1 1/2" = 1'-0"

G

C CONTROL WALLL

40"

40"

25" MAX

17" MIN

8 1/2" 14"

* 25" IS REQUIRED IF THE PAPER TOWEL
DISPENSER IS LOCATED ON THE SIDE WALL NEXT
TO THE LAVATORY. 15" IS THE CODE MIN IF THE
PAPER TOWEL DISPENSER IS RECESSED OR
LOCATED SOMEWHERE ELSE IN THE ROOM

6
0
" 

M
IN

6" MIN

6
" 2
4
" 

M
A

X

K
N

E
E

 A
N

D
T

O
E

C
L
E

A
R

A
N

C
E

* 25" IS REQUIRED IF THE PAPER TOWEL
DISPENSER IS LOCATED ON THE SIDE WALL NEXT
TO THE LAVATORY. 15" IS THE CODE MIN IF THE
PAPER TOWEL DISPENSER IS RECESSED OR
LOCATED SOMEWHERE ELSE IN THE ROOM.

TA-6

TA-6

6
"

TA-6

K
N

E
E

 A
N

D
 T

O
E

C
L
E

A
R

A
N

C
E

S
U

R
F

A
C

E

3
4
" 

T
O

 T
O

P

AT ALCOVE

60" MIN

4" MAX

ACCESSIBLE AND NON-ACCESSIBLE TOILET COMPARTMENTS
SCALE: 3/8" = 1'-0"

B

C
O

O
R

D
 W

IT
H

S
H

O
W

E
R

 F
IT

T
IN

G
S

1
8
"

4
3
" 

M
A

X

 3
8
" 

M
IN

3
6
" 

M
A

X

M
IN

2
7
" MIN

8"

MIN

6"

M
IN9
"

25" MAX

17" MIN

4
3
" 

M
A

X

 3
8
" 

M
IN

3
6
" 

M
A

X

ACCESSIBLE
FOUNTAIN

MIN

15"

MIN

15"

RECESSED
COMPRESSOR

4
8
"

3
"

ACCESSIBLE AND NON-ACCESSIBLE RECESSED DRINKING FOUNTAIN
SCALE: 3/8" = 1'-0"

L

L1
PLAN

L2
ELEVATION

L3
SECTION

L2

L3 AG.3

MIN KNEE AND
TOE CLEARANCE

3
0
"

3
4
"

TA-16

TA-28 36"

14" 8 1/2"

TA-10

TA-16

TA-10

1
8
" 3

0
"

4
8
"

M
IN

1
2
"

7 1/2"

B2
ELEVATION @ REAR WALL

TA-20 TA-20 TA-20 TA-20

TA-13 TA-13

TA-14 /
TA-15

4
8
" 

M
A

X

3
4
" 

M
A

X

T
O

 R
E

F
L
E

C
T

IN
G

4
0
" 

M
A

X

ACCESSIBLE AND NON-ACCESSIBLE LAVATORIES
SCALE: 3/8" = 1'-0"

E

E3
ELEVATION AT BACK WALL

S
U

R
F

A
C

E

TA-6

TA-18

SEE PLUMB DWGS FOR ACTUAL SPECIFIED DRINKING FOUNTAIN MODEL; ADJUST THE DIMENSIONS
PER THE APPROVED PRODUCT.

N
A

V
A

L
 F

A
C

IL
IT

IE
S

 E
N

G
IN

E
E

R
IN

G
 C

O
M

M
A

N
D

 ~
 W

A
S

H
IN

G
T

O
N

--

SEAL

A/E INFO

APPROVED

FOR COMMANDER NAVFAC

ACTIVITY

SATISFACTORY TO DATE

PM/DM

BRANCH MANAGER

CHIEF ENG/ ARCH

FIRE PROTECTION

N
A

V
A

L
 F

A
C

IL
IT

E
S

 E
N

G
IN

E
E

R
IN

G
 C

O
M

M
A

N
D

D
E

P
A

R
T

M
E

N
T

 O
F

 T
H

E
 N

A
V

Y

SCALE:

PROJECT NO.:

CONSTR. CONTR. NO.

NAVFAC DRAWING NO.

SHEET OF

DRAWFORM REVISION: 10 MARCH 2009

1 2 3 5

A

B

C

D

S
Y

M
D

E
S

C
R

IP
T

I O
N

D
A

T
E

A
P

P
R

M
A

R
IN

E
 C

O
R

P
S

 B
A

S
E

 Q
U

A
N

T
IC

O
, 

V
IR

G
IN

IA
D

o
D

E
A

Federal Reserve Bank Building
100 North 6th Street

Philadelphia, PA 19106-1590
Tel: 215-923-2020  Fax: 215-574-0952

4

 3/8" = 1'-0"

M
O

U
N

T
IN

G
 H

E
IG

H
T

S
 &

 C
L
E

A
R

A
N

C
E

S

G004

Checker: KFDesigner: JC Author: KM

P-021

R
E

P
L
A

C
E

 Q
U

A
N

T
IC

O
 M

/H
 S

C
H

O
O

L

M
A

R
IN

E
 C

O
R

P
S

 B
A

S
E

 Q
U

A
N

T
IC

O
Q

U
A

N
T

IC
O

, 
V

A

W91236-15-C-0023

RTA SUBMISSION - 10/13/2016

dmeza
Text Box
789

dmeza
Text Box
13090760

dmeza
Text Box
6


