
AFC -  ABOVE FINISHED CEILING
AFF -  ABOVE FINISHED FLOOR
AFP -  ABOVE FINISHED PLATFORM OR RAISED FLOOR

-  ABOVE SLAB
A/V -  AUDIOVISUAL
AVC  -  AUDIOVISUAL CONNECTION
BFC -  BELOW FINISHED CEILING
BSSH -  BUILDING STANDARD SWITCH HEIGHT
BSRH -  BUILDING STANDARD RECEPTACLE HEIGHT
CLG -  CEILING
EC -  EMPTY CONDUIT
GND -  GROUND
IDF -  INTERMEDIATE DISTRIBUTION FRAME
MC -  MAIN CROSS-CONNECT
MCS -  MULTIMEDIA COMMUNICATION SYSTEM
MDF -  MAIN DISTRIBUTION FRAME
MH -  MAINTENANCE HOLE
MMOF -  MULTI-MODE OPTICAL FIBER
NIC -  NOT IN CONTRACT
OC -  ON CENTER
OD -  OUTSIDE DIAMETER
OFE -  OWNER FURNISHED EQUIPMENT
OSP -  OUTSIDE PLANT CABLE
PB -  PULLBOX
PBX -  PRIVATE BRANCH EXCHANGE
PR -  PAIR
RW -  RACEWAY
SMOF -  SINGLE-MODE OPTICAL FIBER
TEMP -  TEMPORARY
TGB -  AUDIO/VIDEO GROUNDING BUSBAR
TSER -  AUDIO/VIDEO SERVICE ENTRANCE ROOM
TYP -  TYPICAL
UON -  UNLESS OTHERWISE NOTED
UPS -  UNINTERRUPTED POWER SUPPLY
UTP -  UNSHIELDED TWISTED PAIR

-  WATERPROOF CLOSET
-  WORK STATION

WW -  WIREWAY

1. THE AUDIOVISUAL FACILITY PLANS ARE INTENDED FOR INFORMATION AND COORDINATION WITH OTHER SECTIONS. THE
ELECTRICAL CONTRACTOR SHALL PROVIDE ALL INDICATED EMPTY CONDUIT, FLOOR BOXES, WALL BOXES, PULL BOXES,
CABLE TRAY AND OTHER WIRE PATHWAYS INDICATED ON THE CONTRACT DOCUMENTS. ELECTRICAL OUTLETS FOR AV
TECHNOLOGY INDICATED ON THE AV PLANS ARE INTENDED FOR COORDINATION. REFER TO THE ELECTRICAL
PLANS FOR CIRCUITING. VOICE/DATA OUTLETS FOR AV TECHNOLOGY INDICATED ON THE AV PLANS ARE INTENDED FOR
COORDINATION. REFER TO THE TELECOMMUNICATION PLANS FOR CIRCUITING.

2. DIMENSIONS INDICATED ARE SUGGESTED PLACEMENTS AND ARE PROVIDED FOR INFORMATION ONLY. COORDINATE ALL
ELECTRICAL DEVICES AND DIMENSIONED LOCATIONS WITH ARCHITECTURAL AND ENGINEERING DRAWINGS.  FOR
TECHNOLOGY DEVICES, LIGHTING AND SWITCH LOCATIONS REFER TO THE ARCHITECTURAL DRAWINGS.

3. DRAWINGS ARE NOT TO BE USED FOR ARCHITECTURAL OR ENGINEERING PURPOSES. DRAWINGS SHOULD ONLY BE USED FOR
TECHNOLOGY SYSTEM INSTALLATION & COORDINATION WITH OTHER CONTRACTORS AND SYSTEMS.  COORDINATE PATHWAYS
FOR ALL TECHNOLOGY RELATED DEVICES WITH ARCHITECTURAL AND ELECTRICAL PLANS.

4. ALL TECHNOLOGY DEVICES SHALL BE SECURELY MOUNTED PLUMB AND STRAIGHT TO WALLS, FLOORS, OR RACKS, PER THE
MANUFACTURER'S RECOMMENDED MOUNTING PRACTICE.

5. INSTALL FIRESTOP TO ALL SLAB AND WALL PENETRATIONS PROVIDED FOR THE INSTALLATION OF CABLE AS REQUIRED TO
MAINTAIN FIRE RATING OF SLAB OR WALL.  REVIEW ARCHITECT'S PLAN FOR PARTITION TYPES.

6. THE METHOD OF INSTALLATION OF BOXES IN WALLS, AND THE METHOD OF PASSAGE OF CONDUIT AND WIREWAYS THROUGH
ACOUSTICALLY SENSITIVE WALLS, SHALL BE COORDINATED WITH THE ACOUSTICAL CONSULTANT OR ARCHITECT.

7. ALL AUDIOVISUAL TECHNOLOGY SHALL BE INSTALLED IN ACCORDANCE WITH THE REQUIREMENTS OF THE AUTHORITY HAVING
JURISDICTION.

8. REFER TO ELECTRICAL SPECIFICATION FOR INSTALLATION INSTRUCTIONS FOR FLOORBOXES, JUNCTION BOXES, PLYWOOD
PANELS, GROUNDING CONDUCTORS, BUSBARS, CONDUITS, CABLE TRAYS IN CORRIDORS, METALLIC ENCLOSURES, ELECTRICAL
PANEL BOARDS AND CIRCUITING.

9. ELECTRICAL FEEDS ARE NOT TO BE RUN PARALLEL WITH VIDEO AND/OR AUDIO LINES OR RACEWAYS NOT IN CONDUIT.  IF
ELECTRICAL FEEDS MUST BE RUN PARALLEL TO AUDIO/VIDEO LINES, A MINIMUM OF 914 mm (36") OF SEPARATION IS
RECOMMENDED.

10. POWER BREAKER PANELS ARE SIZED AND SPECIFIED BY THE ELECTRICAL ENGINEER; REFER TO ELECTRICAL DRAWINGS FOR
ALL CIRCUITS.

11. POWER RECEPTACLES SHOWN ON TECHNOLOGY DRAWINGS ARE DEDICATED TO SPECIFIC TECHNOLOGY EQUIPMENT AND ARE
SHOWN FOR REFERENCE ONLY. THESE RECEPTACLES SHOULD BE DEDICATED BRANCH CIRCUITS WITH DEDICATED NEUTRAL.

12. GROUND ALL CONDUITS, CABLE TRAYS AND JUNCTION BOXES PER THE MANUFACTURER'S RECOMMENDATIONS AND AS
REQUIRED BY THE AUTHORITY HAVING JURISDICTION.

13. ALL EMPTY CONDUIT SHALL BE REAMED, CLEANED, CAPPED (WHERE APPROPRIATE), TAGGED, AND FURNISHED WITH PULL
WIRES.

14. INSTALL CABLE TRAY FOR AV TECHNOLOGY WIRING TO MAINTAIN A MINIMUM OF 5" SEPARATION FROM FLUORESCENT LIGHTING.

15. WHERE CONDUIT IS SHOWN OR SPECIFIED THERE SHALL BE ONE PULL BOX FOR EVERY 180° OF CONDUIT BEND OR EVERY 100'
OF RUNNING CONDUIT.

16. MAINTAIN MINIMUM BEND RADIUS OF 10X OD FOR ALL CONDUITS.

17. STUB UP CONDUIT SLEEVES THROUGH SLABS 76 mm (3") ABOVE FINISHED FLOORS, EXCEPT IN THE CASE OF ACCESS FLOORS, IN
WHICH CASE STUB UPS SHALL TERMINATE UNDER THE ACCESS FLOOR.

18. ALL CABLE TRAY THAT IS SURFACE MOUNTED ON SLAB BELOW RAISED FLOOR SHALL BE SECURELY FASTENED TO SLAB.  THESE
TRAYS SHALL BE LEFT OPEN AND NOT PROVIDED WITH COVERS.

19. PROVIDE CONNECTION HARDWARE, GROUNDING LUGS AND STRAPS, THERMAL EXPANSION PLATES, SUPPORT BRACKETS,
SPLICE HARDWARE, TERMINATION KITS, END SUPPORT KITS, CEILING SUPPORT HARDWARE, RUNWAY DROP OFFS AND CABLE
RETAINING POSTS FOR ALL CABLE TRAY LOCATIONS PER MANUFACTURERS RECOMMENDATIONS AND AS REQUIRED  BY THE
AUTHORITY HAVING JURISDICTION.

20. EMPTY CONDUIT RUNS ON THE AUDIOVISUAL TECHNOLOGY DRAWINGS SHOW ONLY INTERCONNECTION BETWEEN THE
TERMINATION POINTS.  THE EXACT PATH OF CONDUIT ARE TO BE DETERMINED BY THE ELECTRICAL CONTRACTOR AND FIELD
CONDITIONS.

21. ALL CABLES ARE TO BE IN CONDUIT IN NON-ACCESSIBLE SPACES.  THIS INCLUDES BOTH HORIZONTAL AND VERTICAL RUNS.
CABLE LOCATED IN ACCESSIBLE SPACES SHALL MEET THE REQUIREMENTS OF THE AUTHORITY HAVING JURISDICTION.

22. NOTIFY OWNER'S REPRESENTATIVES OF ANY DISCREPANCIES BETWEEN THE EXISTING CONDITIONS AND THE TECHNOLOGY
DRAWINGS.  OBTAIN CLARIFICATION BEFORE PROCEEDING WITH WORK.

23. THE TECHNOLOGY SYSTEMS CONTRACTOR SHALL RESTORE CEILINGS AND WALLS AND ANY OTHER SURFACES AFFECTED BY
THEIR WORK UPON COMPLETION OF WORK, WITH LIKE MATERIALS TO MATCH EXISTING CONSTRUCTION.

24. THE FINISHES FOR ALL JUNCTION BOX FACEPLATES, SPEAKER GRILLES, TABLE BOXES, FLOOR BOXES AND WALL BOXES SHALL
BE SUBMITTED TO THE ARCHITECT FOR REVIEW AND APPROVAL PRIOR TO PROCUREMENT.  ALL JUNCTION BOXES SHALL HAVE
THE APPROPRIATE COVERS AND SCREWS INSTALLED TO MATCH THE FIT AND FINISH SPECIFIED BY THE ARCHITECT.

25. THE TECHNOLOGY CONTRACTOR SHALL VERIFY SIGNAL/CONDUIT PATHWAYS WITH THE ELECTRICAL DRAWINGS AND
CONTRACTOR.

26. FOR ITEMS INDICATED AS "FUTURE" PROVIDE CONDUIT, POWER, DATA AND BLOCKING INFRASTRUCTURE. THE EQUIPMENT
SHOWN AS "FUTURE" IS NOT INCLUDED IN THE CURRENT SCOPE OF WORK.

27. IT SHALL BE THE RESPONSIBILITY OF THE TECHNOLOGY CONTRACTOR TO VERIFY ALL EXISTING CONDITIONS AND TO
COORDINATE HIS WORK WITH THAT OF ALL OTHER TRADES, INCLUDING (BUT NOT LIMITED TO) ELECTRICAL, HVAC, PLUMBING,
FIRE PROTECTION, STRUCTURAL, ARCHITECTURAL AND CIVIL.

28. ALL UTP CABLING SHALL BE TERMINATED PER EIA/TIA STANDARDS. NO FIELD TERMINATED MALE RJ-45 CONNECTIONS ARE
PERMITTED.

29. PROVIDE DESIGNATION LABELS FOR ALL TERMINATION BLOCKS, PATCH PANELS AND ALL TECHNOLOGY CABLES AT BOTH ENDS.
ALL WIRES AND CABLES SHALL BE LABELED WITHIN 152 mm (6") OF FINAL TERMINATION. ALL LABELS SHALL BE MACHINE PRINTED
OR STENCILED.

30. ALL WIRING, CABLING, SYSTEM DEVICES AND SYSTEM CONTROLS SHALL BE INSTALLED IN COMPLIANCE WITH ALL CODE
REQUIREMENTS AND MANUFACTURER'S INSTRUCTIONS AND PRACTICES.

31. ALL WIRING AND CABLE RUNS IN CEILING AREAS WHERE CABLE TRAYS OR OTHER SIMILAR SUPPORT IS NOT SPECIFIED SHALL BE
PROPERLY SUPPORTED BY J-HOOKS AT MAXIMUM OF 1499 mm (59") INTERVALS.  CABLES SHALL BE FULLY SUPPORTED USING
ONLY CABLE TRAYS, CONDUITS, J-HOOKS AND/OR OTHER SPECIFIED SUPPORT HARDWARE.  QUANTITY OF CABLES AND
MOUNTING OF HARDWARE SHALL BE IN COMPLIANCE WITH MANUFACTURER INSTRUCTIONS AND SPECIFIED MAXIMUM FILL
RATIOS.

32. ALL CONDUIT FOR TECHNOLOGY SHALL BE METALLIC AND SIZED AS INDICATED IN THE AV TECHNOLOGY DRAWING.

33. FLEXIBLE CONDUIT IS PERMITTED ONLY IN INSTANCES WHERE RIGID CONDUITS CAN NOT BE INSTALLED. FLEXIBLE CONDUITS
THAT REPLACE RIGID CONDUITS SHALL BE SIZED ONE TRADE SIZE LARGER THAN ORIGINALLY SPECIFIED. FLEXIBLE CONDUIT
SHALL BE SUPPORTED EVERY 152 MM-203 MM (6-8") TO REDUCE UNNECESSARY BENDS.

1. SEE ARCHITECTURAL DRAWINGS FOR ALL WALL, FLOOR AND CEILING FIRE RATINGS.
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Sheet List

Sheet
Number Sheet Name

AV-001 AUDIOVISUAL LEGEND
AV-002 AUDIOVISUAL LEGEND
AV-003 AUDIOVISUAL DETAILS
AV-004 AUDIOVISUAL DETAILS
AV-101 AUDIOVISUAL FLOOR PLAN LEVEL 1, AREA A
AV-102 AUDIOVISUAL FLOOR PLAN LEVEL 1, AREA B
AV-103 AUDIOVISUAL FLOOR PLAN LEVEL 1, AREA C
AV-104 AUDIOVISUAL FLOOR PLAN LEVEL 1, AREA D
AV-105 AUDIOVISUAL FLOOR PLAN LEVEL 1, AREA E
AV-106 AUDIOVISUAL FLOOR PLAN LEVEL 1, AREA F
AV-107 AUDIOVISUAL FLOOR PLAN LEVEL 2, AREA A
AV-108 AUDIOVISUAL FLOOR PLAN LEVEL 2, AREA B
AV-109 AUDIOVISUAL FLOOR PLAN LEVEL 2, AREA D
AV-110 AUDIOVISUAL FLOOR PLAN LEVEL 2, AREA E
AV-201 AUDIOVISUAL RCP LEVEL 1, AREA A
AV-202 AUDIOVISUAL RCP LEVEL 1, AREA B
AV-203 AUDIOVISUAL RCP LEVEL 1, AREA C
AV-204 AUDIOVISUAL RCP LEVEL 1, AREA F
AV-205 AUDIOVISUAL RCP LEVEL 2, AREA A
AV-206 AUDIOVISUAL RCP LEVEL 2, AREA B
AV-401 AUDIOVISUAL SECTION/ELEVATION
AV-402 AUDIOVISUAL SECTION/ELEVATION
AV-501 AUDIOVISUAL RISERS
AV-601-611 AUDIOVISUAL SYSTEMS DIAGRAMS
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FLOOR BOX COORDINATE LOCATION WITH ARCHITECT. UB-NUMBER "X"
INDICATES BOX TYPE

MULTI USE FLOOR BOX. REFER TO DATA DRAWINGS FOR INFRASTRUCTURE AND DROP QUANTITY REQUIREMENTS. REFER TO
ELECTRICAL DRAWINGS FOR CIRCUIT AND CONDUIT REQUIREMENTS.

STANDARD DEEP ELECTRICAL WALL BOX (2-1/2" MIN DEPTH) MOUNTED FLUSH WITH
FINISHED SURFACE AT LOCATION SHOWN ON AV DRAWINGS.

QUADPLEX RECEPTACLE

DUPLEX RECEPTACLE ELECTRICAL POWER REQUIRED FOR AV EQUIPMENT MOUNTED IN FINISHED
CEILING UNLESS OTHERWISE NOTED, PROVIDE DEDICATED BRANCH CIRCUITS
WITH AUXILIARY GROUND
ELECTRICAL POWER REQUIRED FOR AV EQUIPMENT MOUNTED IN FINISHED
CEILING UNLESS OTHERWISE NOTED, PROVIDE DEDICATED BRANCH CIRCUITS
WITH AUXILIARY GROUND

SUB-NUMBER "X" INDICATES CABLE DROP QUANTITYDATA DROP REQUIRED FOR AV EQUIPMENT MOUNTED ABOVE ACCESSIBLE CEILING.  REFER TO DATA DRAWINGS FOR
INFRASTRUCTURE REQUIREMENTS.

AUDIO VISUAL SYMBOL LIST

NOTESDESCRIPTIONSYMBOL (FLOOR MOUNTED)

NOTESDESCRIPTIONSYMBOL (WALL MOUNTED)
TECHNOLOGY DEVICE

NOTESDESCRIPTIONSYMBOL (CEILING MOUNTED)
TECHNOLOGY DEVICE

DATA BOX

NOTESDESCRIPTION

AV QUADPLEX RECEPTACLE

AV DUPLEX RECEPTACLE

DATA OUTLET REQUIRED FOR AV EQUIPMENT.  REFER TO TELECOM DRAWINGS
FOR INFRASTRUCTURE REQUIREMENTS.

DATA OUTLET SUB-NUMBER "X" INDICATES CABLE DROP QUANTITY FROM TELECOM
ROOM UNLESS OTHERWISE NOTED.

CEILING MOUNTED BOX MOUNTED ABOVE ACCESSIBLE CEILING UNLESS
OTHERWISE NOTED.

MOUNT FLUSH IN FINISHED CEILING (UON). REFER TO DRAWING FOR
AUDIOVISUAL CONDUIT SIZE.

PROJECTION SCREEN MOTOR

MOUNT ON SLAB ABOVE FINISHED CEILING (UON). REFER TO ELECTRICAL
DRAWINGS FOR CIRCUIT AND CONDUIT SIZE.

AUDIOVISUAL POWER JUNCTION
BOX

SUPPLY LOW-VOLTAGE INTERFACE FOR ALL SCREEN LOCATIONS,
MAINTENANCE ACCESS TO BOX TO BE PROVIDED

QUADPLEX RECEPTACLE

DUPLEX RECEPTACLE ELECTRICAL POWER REQUIRED FOR AV EQUIPMENT MOUNTED AT BUILDING STANDARD OUTLET HEIGHT UNLESS OTHERWISE
NOTED, PROVIDE DEDICATED BRANCH CIRCUITS WITH DEDICATED NEUTRAL.

ELECTRICAL POWER REQUIRED FOR AV EQUIPMENT MOUNTED AT BUILDING STANDARD OUTLET HEIGHT UNLESS OTHERWISE
NOTED, PROVIDE DEDICATED BRANCH CIRCUITS WITH DEDICATED NEUTRAL.

CORE POKE COORDINATE LOCATION WITH ARCHITECT. SUB-NUMBER "X"
INDICATES CORE POKE TYPE

MULTI USE CORE POKE. REFER TO DATA DRAWINGS FOR INFRASTRUCTURE AND DROP QUANTITY REQUIREMENTS. REFER TO
ELECTRICAL DRAWINGS FOR CIRCUIT AND CONDUIT REQUIREMENTS.

CONDUIT STUB UP CONDUIT STUB UP, SIZE AS INDICATED IN DRAWING NOTES. CONDUIT IS INTENDED
TO STUB UP WITHIN SPECIFIC FURNITURE OR DEVICES.

STUB UP LOCATION TO BE COORDINATED WITH ARCHITECTURE AND
INTERIORS. SUB-NUMBER "X" INDICATES CONDUIT SIZE

PROJECTION SCREEN SWITCH - LOW VOLTAGE CONTROLLER.PS
LVC

SUB-NUMBER "X" INDICATES BOX SIZE.

REFER TO SHEET NOTES

AV EQUIPMENT RACK STATIONARY RACKS FOR AV EQUIPMENT SUB-NUMBER "X" INDICATES SIZE
1 - STANDARD SIZE RACK
2 - CREDENZA SIZE RACK

AUDIOVISUAL ANTENNA

ELECTRICAL POWER REQUIRED FOR AV EQUIPMENT MOUNTED AT BUILDING STANDARD OUTLET HEIGHT UNLESS OTHERWISE
NOTED, PROVIDE DEDICATED BRANCH CIRCUITS WITH DEDICATED NEUTRAL.

ELECTRICAL POWER REQUIRED FOR AV EQUIPMENT MOUNTED AT BUILDING STANDARD OUTLET HEIGHT UNLESS OTHERWISE
NOTED, PROVIDE DEDICATED BRANCH CIRCUITS WITH DEDICATED NEUTRAL.

REFERENCE ELECTRICAL SPECIFICATIONS AND DRAWINGS FOR
OUTLET AND CIRCUIT INFORMATION

REFERENCE ELECTRICAL SPECIFICATIONS AND DRAWINGS FOR
OUTLET AND CIRCUIT INFORMATION

SHEET NOTE

J-BOX ON SLAB ABOVE PROJECTORAV J-B0X

CEILIING MICROPHONE MICROPHONE INSTALLED IN CEILING TILE.

NO CONDUIT REQUIRED IF INSTALLED IN DROP CEILING

SYMBOL (OTHER)

LINE- ARRAY SPEAKER CEILING MOUNTED, QSC WL2082-i

LINE- ARRAY SPEAKER WALL MOUNTED, QSC AD-S12

BEAM MOUNTED SPEAKER SPEAKER, BEAM MOUNTED, PUBLIC ADDRESS AND PROGRAM USE.

EXTERIOR SPEAKER SPEAKER, SURFACE / POLE MOUNTED, PUBLIC ADDRESS AND PROGRAM USE.

SPEAKER SPEAKER, WALL MOUNTED,  PUBLIC ADDRESS AND PROGRAM USE.

CEILING SPEAKER SPEAKER, CEILING MOUNTED, PUBLIC ADDRESS AND PROGRAM USE.

3-IN WALL RACK ASSEMBLY

STANDARD DEEP ELECTRICAL WALL BOX (2-1/2" MIN DEPTH) MOUNTED FLUSH WITH
FINISHED SURFACE AT LOCATION SHOWN ON AV DRAWINGS.
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FLOOR BOX DETAIL

SECTION

FB3 HAS A DEPTH OF 6".

A

AV

POWER DATA

PLAN

CEILING

PROJECTOR

BOLTED TO UNISTRUT, COORDINATE

1-1/2"-2" DIA. PIPE
PLACEMENT W/ MOUNTING PLATE

UNISTRUT SECTION SECURED TO

UNISTRUT SECTION

3/8" DIA. TREADED ROD

PROJECTOR CEILING MOUNT

AT TOP, COORDINATE PLACEMENT
BOLTED TO UNISTRUT SECTION
UNISTRUT SECTION

SLAB ABOVE

W/ MOUNTING PLATE

POWER

FLAT PANEL DISPLAY

PLYWOOD BLOCKING TO  SPAN
DISPLAY

WALL MOUNTED

DRYWALL

METAL STUD

HT. AND WIDTH OF DISPLAY  DEVICE

CLINE

CONNECTOR BOX LOCATION

MOUNTING HARDWARE
MANUFACTURER

DISPLAY DEVICE CONNECTIVITY
THE APPROX. LOCATION OF
TO BE COORDINATED WITH

FIN FL

CLINE OF JBOX

POWER RECEPTACLE

2-GANG JUNCTION BOX
FOR AV CONNECTIVITY
PROVIDE 1-1/4" EC TO PB

VARIES

CATV RECEPTACLE

MOUNTING HARDWARE
MANUFACTURER

PROGRAM
SPEAKER

SEE SCHEDULE

SPEAKER CABLE

CONDUIT STUB TO
ACCESSIBLE CEILING

ELECTRICAL BOX

FIN.FL.
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 1/2" = 1'-0"1

TYPICAL INTERACTIVE BOARD
MOUNTING

 1/8" = 1'-0"2 FB FACE PLATE DETAIL - TYPE 3

 1/8" = 1'-0"3 VIDEO PROJECTOR MOUNTING DETAIL1

 1/8" = 1'-0"4 FIXED FLAT PANEL MOUNTING DETAIL1
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