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TAGGED NOTES

E1 120V POWER FOR DIGITAL CLOCK, MOUNT AT 8'�0" AFF.  CIRCUIT TO NEAREST
RECEPTACLE CIRCUIT IF CIRCUITING IS NOT SHOWN.  CLOCKS SHALL BE
LOCATED AT EDGE OF DRY ERASE BOARDS (ON SMARTBOARD SIDE) WHERE
DRY ERASE BOARDS ARE IN THE VICINITY OF THE CLOCK OUTLET.
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TAGGED NOTES

E1 120V POWER FOR DIGITAL CLOCK, MOUNT AT 8'!0" AFF.  CIRCUIT TO NEAREST
RECEPTACLE CIRCUIT IF CIRCUITING IS NOT SHOWN.  CLOCKS SHALL BE
LOCATED AT EDGE OF DRY ERASE BOARDS (ON SMARTBOARD SIDE) WHERE
DRY ERASE BOARDS ARE IN THE VICINITY OF THE CLOCK OUTLET.

E2 120V CONNECTION FOR DDC CONTROL PANEL.  COORDINATE EXACT LOCATION
WITH HVAC CONTROLS CONTRACTOR.

E15 REFER TO COMBINATION RECESSED POKE!THRU DETAIL ON SHEET E503.

E30 RECEPTACLE FOR UNDER COUNTER REFRIGERATOR.

E31 RECEPTACLE FOR COUNTER TOP MICROWAVE OVEN.

E32 RECEPTACLE FOR COUNTER TOP COFFEE MAKER.

E35 PROVIDE JUNCTION BOX ABOVE CEILING OF RESTROOM FOR FUTURE
ELECTRICAL CONNECTION TO ELECTRIC HAND DRYERS.  EXTEND CONDUIT
WITH PULL STRING TO PANEL AS INDICATED.

E41 120V CONNECT TO RANGE HOOD

E45 POWER SUPPLY FOR ELECTRIFIED DOOR.  REFER TO DOOR DETAILS ON SHEET
E508 AND E509 FOR ADDITIONAL INFORMATION.

E62 120V CONNECTION TO MOTORIZED WINDOW ROLLER SHADES.  EXTEND
CONTROL WIRING FROM SHADES TO CONTROLLER (REFER TO ARCHITECTURAL
PLANS AND SPECS FOR ADDITIONAL INFORMATION).

E72 120V POWER CONNECTION FOR EQUIPMENT RACK RECEPTACLE STRIP.

E73 120V POWER CONNECTION FOR EQUIPMENT RACK FAN.

E74 RECEPTACLES (ON NORTH/SOUTH/WEST WALLS ONLY) IN 2 CHANNEL 6000
SERIES WIREMOLD, COORDINATE WITH AV SERIES SHEETS.

E81 EXTEND CONDUIT FOR CONTROL WIRING FROM CF'S TO WALL MOUNTED
CONTROLLER.  REFER TO MH SERIES SHEETS FOR LOCATION OF CONTROLLER.
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TAGGED NOTES

E1 120V POWER FOR DIGITAL CLOCK, MOUNT AT 8' 0" AFF.  CIRCUIT TO NEAREST
RECEPTACLE CIRCUIT IF CIRCUITING IS NOT SHOWN.  CLOCKS SHALL BE
LOCATED AT EDGE OF DRY ERASE BOARDS (ON SMARTBOARD SIDE) WHERE
DRY ERASE BOARDS ARE IN THE VICINITY OF THE CLOCK OUTLET.

E17 20A, 120V TWISTLOCK RECEPTACLE MOUNTED AT BOTTOM OF RACK TO ALLOW
FOR CONNECTION TO PDU.

E30 RECEPTACLE FOR UNDER COUNTER REFRIGERATOR.

E31 RECEPTACLE FOR COUNTER TOP MICROWAVE OVEN.

E32 RECEPTACLE FOR COUNTER TOP COFFEE MAKER.

E45 POWER SUPPLY FOR ELECTRIFIED DOOR.  REFER TO DOOR DETAILS ON SHEET
E508 AND E509 FOR ADDITIONAL INFORMATION.

E63 120V ELECTRICAL CORD REELS WITH DUPLEX RECEPTACLE.  RIGIDLY SUPPORT
FROM STRUCTURE ABOVE.  CORD SHALL BE SJ TYPE WITH 300V RATING.  STEEL
HOUSING WITH MULTI POSITION GUIDE ARM, MULTI DIRECTION NYLON ROLLERS
ON GUIDE ARM, 12AWG/3COND, POSITIVE LATCHING MECHANISM AND PLUG.
HUBBELL OR APPROVED EQUAL

E74 RECEPTACLES (ON NORTH/SOUTH/WEST WALLS ONLY) IN 2 CHANNEL 6000
SERIES WIREMOLD, COORDINATE WITH AV SERIES SHEETS.

E81 EXTEND CONDUIT FOR CONTROL WIRING FROM CF'S TO WALL MOUNTED
CONTROLLER.  REFER TO MH SERIES SHEETS FOR LOCATION OF CONTROLLER.
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SCALE AT FULL SIZE: 1/8" = 1'#0"

0 4' 8' 16' 24'

TAGGED NOTES

E19 POWER CONNECTION TO MOTORIZED GOAL.  EXTEND CONTROL WIRING IN
CONDUIT TO CONTROL STATION FOR MOTORIZED GOALS.

E20 POWER CONNECTION TO MOTORIZED CURTAIN.  EXTEND CONTROL WIRING IN
CONDUIT TO CONTROL STATION FOR MOTORIZED CURTAIN.

E62 120V CONNECTION TO MOTORIZED WINDOW ROLLER SHADES.  EXTEND
CONTROL WIRING FROM SHADES TO CONTROLLER (REFER TO ARCHITECTURAL
PLANS AND SPECS FOR ADDITIONAL INFORMATION).
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TAGGED NOTES

E1 120V POWER FOR DIGITAL CLOCK, MOUNT AT 8'"0" AFF.  CIRCUIT TO NEAREST
RECEPTACLE CIRCUIT IF CIRCUITING IS NOT SHOWN.  CLOCKS SHALL BE
LOCATED AT EDGE OF DRY ERASE BOARDS (ON SMARTBOARD SIDE) WHERE
DRY ERASE BOARDS ARE IN THE VICINITY OF THE CLOCK OUTLET.

E15 REFER TO COMBINATION RECESSED POKE"THRU DETAIL ON SHEET E503.

E37 PROVIDE ELECTRICAL CONNECTION TO MOTORIZED CHANGING TABLE.

E41 120V CONNECT TO RANGE HOOD

E45 POWER SUPPLY FOR ELECTRIFIED DOOR.  REFER TO DOOR DETAILS ON SHEET
E508 AND E509 FOR ADDITIONAL INFORMATION.

E82 MOUNT RECEPTACLE WITH BOTTOM OF BOX AT 24" AFF.
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TAGGED NOTES

E1 120V POWER FOR DIGITAL CLOCK, MOUNT AT 8'!0" AFF.  CIRCUIT TO NEAREST
RECEPTACLE CIRCUIT IF CIRCUITING IS NOT SHOWN.  CLOCKS SHALL BE
LOCATED AT EDGE OF DRY ERASE BOARDS (ON SMARTBOARD SIDE) WHERE
DRY ERASE BOARDS ARE IN THE VICINITY OF THE CLOCK OUTLET.

E45 POWER SUPPLY FOR ELECTRIFIED DOOR.  REFER TO DOOR DETAILS ON SHEET
E508 AND E509 FOR ADDITIONAL INFORMATION.

E81 EXTEND CONDUIT FOR CONTROL WIRING FROM CF'S TO WALL MOUNTED
CONTROLLER.  REFER TO MH SERIES SHEETS FOR LOCATION OF CONTROLLER.

E82 MOUNT RECEPTACLE WITH BOTTOM OF BOX AT 24" AFF.
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SCALE AT FULL SIZE: 1/8" = 1'$0"

0 4' 8' 16' 24'

TAGGED NOTES

E19 POWER CONNECTION TO MOTORIZED GOAL.  EXTEND CONTROL WIRING IN
CONDUIT TO CONTROL STATION FOR MOTORIZED GOALS.

E20 POWER CONNECTION TO MOTORIZED CURTAIN.  EXTEND CONTROL WIRING IN
CONDUIT TO CONTROL STATION FOR MOTORIZED CURTAIN.

E62 120V CONNECTION TO MOTORIZED WINDOW ROLLER SHADES.  EXTEND
CONTROL WIRING FROM SHADES TO CONTROLLER (REFER TO ARCHITECTURAL
PLANS AND SPECS FOR ADDITIONAL INFORMATION).
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TAGGED NOTES

E67 EXTEND CIRCUIT (2#12, #12G IN 3/4" CONDUIT) FROM OUTDOOR UNIT 'CU�?' TO
INDOOR UNIT 'SS�?' AS REQUIRED.

E75 ROUTE CONDUIT FOR ROOF TOP EQUIPMENT THROUGH PIPE CHASE/ROOF
CURB.  MOUNT RECEPTACLES AND DISCONNECTS ON CURB ASSEMBLY.  REFER
TO PIPE CHASE/ROOF CURB DETAIL ON SHEET M505 FOR ADDITIONAL
INFORMATION.

E76 EXTEND 1" CONDUIT THROUGH ROOF ADJACENT TO RADON PIPE (REFER TO
SHEET MH130 AND MH131 FOR EXACT LOCATIONS AND ADDITIONAL
INFORMATION) AND FLASH AS REQUIRED.  EXTEND CONDUIT WITH PULL
STRING TO PANEL INDICATED.

 1/16" = 1'�0"
1

ROOF AREA A � POWER PLAN
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 1/16" = 1'%0"
1

ROOF AREA B % POWER PLAN

TAGGED NOTES

E57 REFER TO SHEET EP125 FOR EQUIPMENT CIRCUITING.

E67 EXTEND CIRCUIT (2#12, #12G IN 3/4" CONDUIT) FROM OUTDOOR UNIT 'CU%?' TO
INDOOR UNIT 'SS%?' AS REQUIRED.

E75 ROUTE CONDUIT FOR ROOF TOP EQUIPMENT THROUGH PIPE CHASE/ROOF
CURB.  MOUNT RECEPTACLES AND DISCONNECTS ON CURB ASSEMBLY.  REFER
TO PIPE CHASE/ROOF CURB DETAIL ON SHEET M505 FOR ADDITIONAL
INFORMATION.

E76 EXTEND 1" CONDUIT THROUGH ROOF ADJACENT TO RADON PIPE (REFER TO
SHEET MH130 AND MH131 FOR EXACT LOCATIONS AND ADDITIONAL
INFORMATION) AND FLASH AS REQUIRED.  EXTEND CONDUIT WITH PULL
STRING TO PANEL INDICATED.
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 1/4" = 1'�0"
1

ENLARGED MECH 1A21 FLOOR PLAN � POWER

 1/4" = 1'�0"
6

ENLARGED MECH 1B07 FLOOR PLAN � POWER

 1/4" = 1'�0"
4

ENLARGED MECH 1C27 FLOOR PLAN � POWER

 1/4" = 1'�0"
5

ENLARGED MECH 1C37 FLOOR PLAN � POWER

 1/4" = 1'�0"
3

ENLARGED MECH 2C08, TR 5 2C06 FLOOR PLAN � POWER
 1/4" = 1'�0"

2
ENLARGED MECH 5 1E07 FLOOR PLAN � POWER

TAGGED NOTES

E2 120V CONNECTION FOR DDC CONTROL PANEL.
COORDINATE EXACT LOCATION WITH HVAC CONTROLS
CONTRACTOR.

E17 20A, 120V TWISTLOCK RECEPTACLE MOUNTED AT BOTTOM
OF RACK TO ALLOW FOR CONNECTION TO PDU.

E45 POWER SUPPLY FOR ELECTRIFIED DOOR.  REFER TO
DOOR DETAILS ON SHEET E508 AND E509 FOR ADDITIONAL
INFORMATION.

E70 24" WIDE BY 8" DEEP BY 36" TALL PULL BOX FOR FEEDERS
SERVING MDP4 (LOCATED IN ROOM 2E07).  EXTEND
FEEDER ONTO MDP4.

E77 EMERGENCY STOP FOR BOILER B�1 AND B�2 AND WATER
HEATER WH�1 AND WH�2, REFER TO SHEET M301 FOR
ADDITIONAL INFORMATION.  E�STOP SHALL DISCONNECT
POWER TO EQUIPMENT, PROVIDE CONTACTORS AS
REQUIRED TO DISCONNECT CIRCUIT.  REFER TO SHUT OFF
WIRING DIAGRAM ON SHEET E503 FOR ADDITIONAL
INFORMATION.
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