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SCALE:  3" = 1'-0"

UNRESTRAINED SUSPENDED CEILING SYSTEM1

SCALE:  1 1/2" = 1'-0"

GWB FASCIA @ CASEWORK3

SCALE:  1 1/2" = 1'-0"

ACT TO GWB - FLUSH2

SCALE:  1 1/2" = 1'-0"

ACT PLANE BREAK7

SCALE:  1 1/2" = 1'-0"

HIGH GWB TO LOW ACT4

SCALE:  1 1/2" = 1'-0"

HIGH ACT TO LOW GWB5

SCALE:  1 1/2" = 1'-0"

GWB PLANE BREAK6

SCALE:  1 1/2" = 1'-0"

CLG @ OPERABLE PARTITION8

SCALE:  6" = 1'-0"

SECTION DETAIL AT CUBICLE CURTAIN TRACK9

789
13091068

314



1918

ALIGN CLG WITH STRUCTURE; KEEP
BEAMS EXPOSED; PAINT ALL EXPOSED
STRUCTURE TO MATCH CLG

ACT CLG

ACT SUSPENSION FLANGE

ACT WIRE HANGER

28' - 2" LEVEL 1 AFF

1' - 3"4"1' - 1"

EJ COVER BY CLG MFR;
PAINT TO MATCH CLG
COLOR

TRUSS BELOW TO REMAIN EXPOSED;
COORDINATE WITH STRUCTURE;
PAINT ALL EXPOSED STRUCTURE TO
MATCH CLG

EXPOSED UNDERSIDE OF BEAM;
PAINT ALL EXPOSED STRUCTURE TO
MATCH CLG

ALIGN CLG WITH UNDERSIDE OF
TRUSS CHORD

ACT SUSPENSION FLANGE

ACT WIRE HANGER

38' - 0" LEVEL 1 AFF

1918

ALIGN CLG WITH
STRUCTURE; KEEP
UNDERSIDE OF BEAMS
EXPOSED; PAINT ALL
EXPOSED STRUCTURE
TO MATCH CLG

ACT CLG

TRUSS BELOW TO
REMAIN EXPOSED;
COORDINATE WITH
STRUCTURE; PAINT ALL
EXPOSED STRUCTURE TO
MATCH CLG

1' - 3"

1' - 1"

8 1/4"

38' - 0" LEVEL 1 AFF

1' - 3"4"1' - 1"

42' - 1" LEVEL 1 AFF

ACT WIRE HANGER

4" EJ COVER BY CLG MFR;
PAINT TO MATCH CLG

ACT SUSPENSION FLANGE

RA-1

A532

1
Sim

22

ALIGN CLG WITH UNDERSIDE OF
TRUSS CHORD

EXPOSED UNDERSIDE OF TRUSS
CHORD; PAINT ALL EXPOSED
STRUCTURE TO MATCH CLG

ACT SUSPENSION FLANGE

ACT WIRE HANGER

28' - 2" LEVEL 1 AFF

1918

ACT CEILING

SUSPENSION WIRE

GWB FASCIA; EXTEND
TO UNDERSIDE OF

STRUCTURE ABOVE;
PAINT TO MATCH CLG.

GWB CLG

1' - 1" 4" 1' - 3"

6" ACT EDGE TRIM; PAINT WHITE

10' - 0" LEVEL 1 AFF 10' - 0" LEVEL 1 AFF
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SCALE:  1 1/2" = 1'-0"

TYP CLG DETAIL - ACT @ EJ4

SCALE:  1 1/2" = 1'-0"

COMMONS ACT @ STRUCTURE - HIGHER CEILING1

SCALE:  1 1/2" = 1'-0"

COMMONS ACT CEILING @ EJ3

SCALE:  1 1/2" = 1'-0"

COMMONS ACT @ STRUCTURE - LOWER CEILING2

SCALE:  1 1/2" = 1'-0"

TYP CLG DETAIL - ACT TO GWB @ EJ6
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ACOUSTIC WOOD PERFORATED
PANEL SUSPENDED FROM CLG

16" HEAVY DUTY T-RAIL

WIRE
HANGERS

144°

BENT MET PLATE @
CORNER WITH WD VENEER
TO MATCH WD PANELS

2' - 6"

6' - 0"

PERIMETER EDGE
BANDING TYP @

EXPOSED EDGES

22' - 8"

24' - 1 5/8"

LEVEL 1 AFF

LEVEL 1 AFF

8' - 2"

1
2
°

ACOUSTIC WD PERFORATED
PANEL SUSPENDED FROM CLG

16" HEAVY DUTY T-RAIL

WIRE HANGERS

PERIMETER EDGE
BANDING TYP @
EXPOSED EDGES

20' - 11 5/8"

22' - 8"

LEVEL 1 AFF

LEVEL 1 AFF

G

SF-14

O.F. SF SYS

1' - 0"

O.F. STL TUBE

11"

6
"

O.F. GWB FASCIA

1' - 3"

O.F. GWB SOFFIT

1' - 3"
MET PANEL SOFFIT

O.F. STL TUBE

11"

GWB FASCIA

PERF ACOUS WD PANEL
AS SCHED

ACT CLG; ALIGN WITH

GWB SOFFIT TO ALGIN
WITH STOREFRONT HEAD

CFMF

RA-2

CHANNEL
BRACKET

SUSPENSION
WIRE

EPDM MEMB TO EXTEND
UNDER SILL FLASHING

42' - 1" LEVEL 1 AFF

1
/4

"

F

O.F. GWB SOFFIT

2' - 5"

28' - 2" LEVEL 1 AFF

O.F. CW SYS

1' - 3"

30' - 3" LEVEL 1 AFF

RA-1

CW-4

ACT CLG

GWB BULKHEAD

BRACING AS REQ'D

ACT WIRE HANGER

6
"

ACT SUSPENSION FLANGE

BOX HEADER

GWB CLG TO ALIGN WITH
T.O. CW FRAME

MET GUTTER
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SCALE:  1 1/2" = 1'-0"

AUDITORIUM CEILING - PANEL A1

SCALE:  1 1/2" = 1'-0"

AUDITORIUM CEILING - PANEL B2

SCALE:  1 1/2" = 1'-0"

CLG @ SF-73

SCALE:  1 1/2" = 1'-0"

CLG @ C-144
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10A

A900

10B

A900

ADJUSTABLE
SHELF

2'-0"

SCRIBE COUNTER
TO WALL

WOOD BLOCKING

3/4" X 3 1/2" CONT
WD LEDGER TO
LEVEL CABINETS

4
"

3"

SCHEDULED BASE

4
"

1
 1

/4
"

2
'-
1
0
"

10B

A900

ADJUSTABLE
SHELF

2'-0"

SCRIBE COUNTER
TO WALL

WOOD BLOCKING

3/4" X 3 1/2" CONT
WD LEDGER TO
LEVEL CABINETS

4
"

3"

SCHEDULED BASE

FULL HGT BACKSPLASH
EXTEND TO UNDERSIDE
OF WALL CABINET

ELECTRICAL DEVICES
MTD THRU BACKSPLASH

1
 1

/4
"

2
'-
1
0
"

SEALANT

FIELD APPLIED SKIRT

10A

A900

10B

A900

ADJUSTABLE
SHELF

2'-0"

SCRIBE COUNTER
TO WALL

WOOD BLOCKING

3/4" X 3 1/2" CONT
WD LEDGER TO
LEVEL CABINETS

4
"

1
'-
1
0
 1

/2
"

DRAWER BOX

4
"

1
 1

/4
"

2
'-
1
0
"

6
 1

/4
"

10A

A900

10B

A900

2'-0"

SCRIBE COUNTER
TO WALL

WOOD BLOCKING

3/4" X 3 1/2" CONT
WD LEDGER TO
LEVEL CABINETS

4
"

1
 1

/4
"

2
'-
1
0
"

4
"

6
 1

/4
"

10A

A900

10B

A900

2'-0"

SCRIBE COUNTER
TO WALL

WOOD BLOCKING

3/4" X 3 1/2" CONT
WD LEDGER TO
LEVEL CABINETS

4
"

DRAWER BOX

DRAWER BOX

DRAWER BOX

DRAWER BOX

7
 1

/2
"

7
 1

/2
"

7
 1

/2
"

4
"

1
 1

/4
"

2
'-
1
0
"

6
 1

/4
"

10A

A900

10B

A900

GROMMET
PER DEVICE

CONCEALED COUNTER
SUPPORT BRACKET

ELEC/DATA
OUTLET

2'-0"

4
"

1
 1

/4
"

4
"

3
'-
0
"

12

A630

10A

A900

10B

A900

4
"

CUSTOM
SUPPORT
BRACKET

2
'-
1
0
"

2'-0"

6
"

1
 1

/4
"

UC LIGHT
FIXTURE

SCREW W/ CAP TO
MATCH CABINET
INTERIOR

WOOD BLOCKING

3/4" X 3 1/2" CONT
WD CLEAT

S
E

E
 E

L
E

V
A

T
IO

N

3/4"

3
"

1'-2"

WALL
SHEATING

FINISHED END PANEL
WHERE APPLICABLE

ADJUSTABLE SHELVES,
SEE ELEVATION FOR
COUNT

SEALANT

FIELD APPLIED SKIRT

FACE OF PTN

R
 1

/2
"

LOOSE BACKSPLASHA B

1
/8

"
1
 1

/4
"

1"

FORMED EDGE
LOOSE SIDESPLASH

LATEX SEAL
TO PTN

SITE WELDED
JOINT

1
 1

/4
"

FULL HGT
(SEE ELEVATION)

GROMMET
PER DEVICE

CONCEALED COUNTER
SUPPORT BRACKET

ELEC/DATA
OUTLET

4
"

1
 1

/4
"

2
'-
6
"

PENCIL TRAY/
KEYBOARD SHELF

2'-0"

3
/4

"

12

10A

A900

10B

A900

A630

SERIES EH FLUSH MOUNTED
RAKS BRACKET @ SPACING
INDICATED BUT NOT TO
EXCEED 48"

VERT LEG ATTACHED TO STUDS
W/ THRU BOLTS (3 PLACES MIN);
DBL NUT OR FENDER WASHER
WITH LOCK WASHER ON OPP END

(2) METAL STUDS W/ WOOD
BLKG (BLKG 12" LONGER THAN
BRKT LEG); INSTALL STUDS W/
MIN 3 U-SHAPED STRAPS
SPACED OVER LENGTH.

GWB

10B

A900

3/4" X 3 1/2" CONT
WD LEDGER TO
LEVEL CABINETS

4
"

DRAWER BOX

DRAWER BOX

DRAWER BOX

DRAWER BOX

7
 1

/2
"

7
 1

/2
"

7
 1

/2
"

6
 1

/4
"

3' - 1"

2
"

1/2" 1/2"

2" 1' - 0"
SOLID SURFACE COUNTER
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SCALE:  1" = 1'-0"

BASE CABINET1

SCALE:  1" = 1'-0"

BASE CABINET W/ FULL HGT BACKSPLASH7

SCALE:  1" = 1'-0"

BASE CABINET WITH DRAWER4

SCALE:  1" = 1'-0"

BASE CABINET W/ SINK2

SCALE:  1" = 1'-0"

BASE CABINET W/ DRAWERS5

SCALE:  1" = 1'-0"

OPEN COUNTER - COUNTER HEIGHT8

SCALE:  1" = 1'-0"

ACCESSIBLE SINK BASE9

SCALE:  1" = 1'-0"

WALL CABINET6

SCALE:  3" = 1'-0"

SSUR DETAILS10

SCALE:  1" = 1'-0"

OPEN COUNTER - SEATED HEIGHT11

SCALE:  3" = 1'-0"

RAKKS BRACKET - FLUSH MOUNT12

SCALE:  1" = 1'-0"

BASE CABINET W/ DRAWERS3
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G.4

3"

2
"

96
.0

°

1/2" REVEAL

1' - 6"

3/4" WD VENEER PANEL

3/4" PLYWOOD BLOCKING AS REQ'D

1-1/2" EASED HARDWOOD EDGE

HARDWOOD
BANDING AT EDGE

WD 2X4 FRAMING
AS REQ'D

SCHED PTN

2' - 0"

2 1/2"

G

COL ENCLOSURE BEYOND

1/2" REVEAL

3/4" WD VENEER PANEL

3/4" PLYWOOD AS REQ'D

1-1/2" EASED HARDWOOD
EDGE

3"

2' - 0"

96.0°

HARDWOOD
BANDING AT EDGE

3/4" WD VENEER PANEL

3/4" PLYWOOD

2X4 WD FRAMING
AS REQ'D

ALIGN

SCHED BASE

1' - 6"

2 1/2"

2
"

11 3/8"

H

2" SPRAY FOAM
INSULATION

STL COL; SSD

2-1/2" MET STUD

2

A550

Sim

3/4" PLYWOOD

3/4" WD VENEER
PANEL

1
/2

" 
R

E
V

E
A

L

2X4 WD FRAMING
AS REQ'D

3/4" WD VENEER
PANEL

SCHED BASE, TYP

17

SEE PLAN

VARIES

3/4" WD VENEER
PANEL

3/4" PLYWOOD

2x4 WD FRAMING
AS REQ'D

1-1/2" EASED
HARDWOOD EDGE,

TYP

3
/4

" 1
/2

" 
R

E
V

E
A

L
4
"

2"

SCHED BASE, TYP

2"

1/2"TH SOLID SURFACE
TRANSACTION LEDGE BEYOND
WITH EASED EDGE AT
OVERHANGS.

CONTINUOUS 1-1/2" x 1-1/2"
ALUM ANGLE SUPPORT.
PROVIDE BLKG IN WALL.

MDF BASE CABINET ON ADJ.
LEVELERS WITH FINISHED PLAM
SIDES.

5/8" GYP. PAINTED WHERE EXPOSED.

FINISHED VENEER SIDE PANEL,
MITERED CORNERS. (BEYOND)

3/4"

4
"

1
 1

/2
"

5 1/8" 7/8"

1
 1

/4
"

1
/4

"

2
'-
3
 1

/2
"

2
'-
5
"

10"

3"

2' - 0"

1
/4

"

1
/4

"

SCHEDULED BASE

POWER/DATA OUTLET

1/2"TH SOLID SURFACE WITH
EASED EDGES SECURED TO
PARTIAL HT WALL.

3"DIA CUT-OUT W/ GROMMET

CONTINUOUS 1-1/2" x 1-1/2"
ALUM ANGLE SUPPORT.
PROVIDE BLKG IN WALL.

MDF BASE CABINET (BEYOND)
ON ADJ. LEVELERS WITH
FINISHED PLAM SIDES.

5/8" GYP. PAINTED WHERE EXPOSED.

1/4"TH TACK SURFACE (XW5)

4
"

3
'-
0
 3

/4
"

3
'-
6
"

1"

1
'-
1
"

10" 1'-5"

2 7/8" 3"

1
 1

/4
"

2
'-
3
 3
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"

1
 1

/2
"

5 1/8" 7/8"

VENEER PANEL

2' - 3"

SCHEDULED BASE

1/2"TH SOLID SURFACE WITH
EASED EDGES SECURED TO
PARTIAL HT WALL.

1/4"TH TACK SURFACE (XW5)

1/2"TH MDF DRAWERS WITH
SELF CLOSING CONCEALED
HINGES, CLEAR PLASTIC DOOR
CUSHIONS.

3/4"TH MDF BASE CABINET &
FLUSH OVERLAY DRAWER
FRONTS WITH PLAM FINISH
AND 5" X 1 1/2" WIRE PULL.

1/4" SHIM SPACE

1/2" BACK PANEL

ADJ HEAVY DUTY LEVELERS
WITH CONCEALED PLUGS.

4
"

3
'-
0
 3

/4
"

3
'-
6
"

2 7/8"

1
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1
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SCALE:  1 1/2" = 1'-0"

MILLWORK SECTION DETAIL - CANYON BENCH1

SCALE:  1 1/2" = 1'-0"

MILLWORK SECTION DETAIL - STAIR BENCH2

SCALE:  1 1/2" = 1'-0"

MILLWORK SECTION DETAIL - ENTRY BENCH COLUMN FACE3

SCALE:  1 1/2" = 1'-0"

MILLWORK SECTION DETAIL - ENTRY BENCH4

SCALE:  1 1/2" = 1'-0"

MILLWORK SECTION DETAIL - RECEPTION DESK - OPEN COUNTER5

SCALE:  1 1/2" = 1'-0"

MILLWORK SECTION DETAIL - RECEPTION DESK - TRANSACTION TOP / OPEN BELOW6

SCALE:  1 1/2" = 1'-0"

MILLWORK SECTION DETAIL - RECEPTION DESK - TRANSACTION TOP / STORAGE BELOW7
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F

3/8" TILE FINISH ON 5/8" TILE
BACKER BOARD- SEE INTR DWGS

KNEE WALL ON 6" MET
STUD

SST TRAY SLIDE

FRAME OUT GWB SOFFIT TO
ALLOW FOR OH DR OPNG

COLUMN ENCLOSURE BEYOND

SURFACE MOUNTED
MONITOR BEYOND

SOLID SST OVERHEAD
SERVICE DOOR

SCHED BASE

WALL BEYOND

A902

7
Sim

A902

5
Sim

6

A902

Sim

10 1/2"3"

2 1/4"

CEILING MOUNTED FA DEVICE

STL TUBE; SEE STRUC
FOR SIZE AND LOCATION

TERMINATION OF WALL TILE

GWB PTN

5
' -

 2
"

3
4
" 

A
.F

.F
.

8'-0" COMMONS AFF

12'-0" COMMONS AFF

2' - 5"

3 5/8"

3
"

3/4"TH MDF STORAGE CABINET WITH
MELAMINE INTERIOR FINISH.

CONTINUOUS EXTRUDED ALUM.  PULL.

FINISHED FLOOR, AS SCHED.

1/2"TH SOLID SURFACE TOP WITH SHOP
FABRICATED CUT-OUTS WITH 3/4"TH MDF
SUBSTRATE. (SINGLE PEICE). CLEAR
CAULK AT WALL.

3/4"TH MDF FLUSH OVERLAY DOOR WITH PLAM
FINISH, SELF CLOSING CONCEALED HINGES,
CLEAR PLASTIC DOOR CUSHIONS AND
EXTRUDED ALUM. PULL.

ALL SIDES SHALL HAVE 1-1/4" EDGE PROFILE.
MITERED CORNERS WITH EDGES SANDED &
POLISHED SMOOTH TO FACTORY FINISH.

PROVIDE INTEGRAL FUNNEL BY STACKING 4
LAYERS OF MATERIAL IN SHAPES SHOWN ON
ENLARGED PLAN DETAIL 1/A645. SAND &
POLISH SMOOTH FOR INCONSPICUOUS
SEAMS.

PROVIDE (1) TRASHBIN PER BAY AS SPECIFIED
IN FFE PACKAGE (AT-06).

1
 1

/8
"

1
/2

"
1
 1

/4
"8" 8"

2
'-
1
0
"

8" 8" 1' - 4"

ADJUSTABLE SHELF

4
"

RESILIENT BASE, AS SCHED.

1
 1

/4
"

2
'-
1
0
"

SOLID SURFACE COUNTER

3/4" MDF FLUSH OVERLAY DOOR
WITH PLAM FINISH, SELF CLOSING
CONCEALED HINGES, CLEAR
PLASTIC DOOR CUSHIONS AND
EXTRUDED ALUM. PULL

CONTINUOUS EXTRUDED
ALUM. PULL

2' - 0"

1/2"

FINISHED FLOOR, AS SCHED.3"

1
 1

/2
"

1
"

1' - 3"

STAINLESS STL TRAY SLIDE

TILE FINISH; SEE INTR DWG

5/8" TILE BACKER BOARD

LINE OF WALL BEYOND

TILE FINISH - SEE INTR
DWG FOR PATTERN

5/8" GWB

6" MET STUD

WD BLOCKING

LINE OF COLUMN
ENCLOSURE BEYOND

DR TRACK

3" O.H.

 ALUMINUM  MOULDING
 ALUMINUM MOULDING

QUARTER ROUND
CURVED BENDQUARTER ROUND CURVED BEND

1 1/2"

OPNG

3"

STAINLESS STL TRAY SLIDE

3/8" TILE FINISH; SEE INTR
DWGS FOR PATTERN

5/8" TILE BACKER BOARD

3-5/8" MET STUD FRAMING

MOUNTING ASSEMBLY FOR
OH DR BY MFR

3/8" SEALANT JOINT

OH DR STOP LOCATION

6" STEEL C-STUD -
SEE STRUC

2 1/4"
TILE FINISH; SEE
INTR DWG

5/8" TILE BACKER
BOARD

ALIGN TRAY SLIDE
WITH GWB BACKER

BOARD

OPNG

3"TRAY SLIDE BEYOND

OH DR STOP LOCATION

3/8" TILE FINISH; SEE INTR
DWGS FOR PATTERN

5/8" TILE BACKER BOARD

3-5/8" MET STUD FRAMING

MOUNTING ASSEMBLY
FOR OH DR BY MFR

3/8" SEALANT JOINT

10 1/4"

3/8" TILE FINISH; SEE
INTR DWGS

5/8" TILE BACKER
BOARD

I-103

13
Sim

GWB CLG

3 5/8" MET STUD

10 5/8" 1 3/8"

TRACK

3" OH DR

2 1/4"I-103

13
Sim

N
A

V
A

L
 F

A
C

IL
IT

IE
S

 E
N

G
IN

E
E

R
IN

G
 C

O
M

M
A

N
D

 ~
 W

A
S

H
IN

G
T

O
N

--

SEAL

A/E INFO

APPROVED

FOR COMMANDER NAVFAC

ACTIVITY

SATISFACTORY TO DATE

PM/DM

BRANCH MANAGER

CHIEF ENG/ ARCH

FIRE PROTECTION

N
A

V
A

L
 F

A
C

IL
IT

E
S

 E
N

G
IN

E
E

R
IN

G
 C

O
M

M
A

N
D

D
E

P
A

R
T

M
E

N
T

 O
F

 T
H

E
 N

A
V

Y

SCALE:

PROJECT NO.:

CONSTR. CONTR. NO.

NAVFAC DRAWING NO.

SHEET OF

DRAWFORM REVISION: 10 MARCH 2009

1 2 3 5

A

B

C

D

S
Y

M
D

E
S

C
R

IP
T

I O
N

D
A

T
E

A
P

P
R

M
A

R
IN

E
 C

O
R

P
S

 B
A

S
E

 Q
U

A
N

T
IC

O
, 

V
IR

G
IN

IA
D

o
D

E
A

Federal Reserve Bank Building
100 North 6th Street

Philadelphia, PA 19106-1590
Tel: 215-923-2020  Fax: 215-574-0952

4

As indicated

IN
T

E
R

IO
R

 A
R

C
H

IT
E

C
T

U
R

A
L
 M

IL
L
W

O
R

K

A902

CheckerDesigner Author

P-021

R
E

P
L
A

C
E

 Q
U

A
N

T
IC

O
 M

/H
 S

C
H

O
O

L

M
A

R
IN

E
 C

O
R

P
S

 B
A

S
E

 Q
U

A
N

T
IC

O
Q

U
A

N
T

IC
O

, 
V

A

W91236-15-C-0023

RTA SUBMISSION - 10/13/2016

SCALE:  1 1/2" = 1'-0"

KITCHEN SERVERY SECTION3

SCALE:  1 1/2" = 1'-0"

MILLWORK SECTION - TRASH AND RECYCLING2

SCALE:  1 1/2" = 1'-0"

MILLWORK SECTION - CONDIMENT STATION1

SCALE:  3" = 1'-0"

TRAYSLIDE SECTION DETAIL5 SCALE:  3" = 1'-0"

TYP OVERHEAD DOOR JAMB6

SCALE:  3" = 1'-0"

OVERHEAD DOOR JAMB @ COLUMN ENCLOSURE4

SCALE:  3" = 1'-0"

HEAD DETAIL @ KITCHEN OH DR7
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SCHED BASE

3 5/8" MET STUD

5/8" GWB

5/8" GWB

2 1/2" MET STUD

3/4" PLYWOOD BLOCKING
AROUND MFR CASE

LED LIGHTING BY MFR

CONCEAL 4" FLANGE WITH
GWB AT PERIMETER OF

CASE

BUILD UP 3/4" PLYWOOD
BLOCKING FOR MANUFACTURED

DISPLAY CASE TO SIT RECESSED
IN WALL

SCHED PTN 2
' -

 5
"

5

A903

Sim

OVERALL DEPTH

1' - 0"

TEMPERED GLASS SHELF ON
8" BRACKET BY MFR, TYP

(2) SLIDING GLASS DOORS
WITH LOCKS BY MFR, TYP.

FABRIC WRAPPED BACK
PANEL BY MFR, TYP

2-1/2" MET STUD

SCHED PTN

SCHED BASE

GWB RECESS
2 1/2"

6
"

SCHED PTN

PT WD BLOCKING AS REQ'D

CIP CONCRETE BASE

SCHED METAL DOUBLE
STACKED LOCKERS

SCHED CLGSCHED CLG

5/8" GWB

3 5/8" MET STUD

ALIGN MET LOCKER
WITH GWB FASCIA
ABOVE

1/2"

1
"

PT WD BLOCKING AS REQ'D

PT WD BLOCKING AS REQ'D

1" REVEAL

SCHED FLOOR FINISH

SCHED BASE

1' - 3"

1/2"

SCHED METAL LOCKER;
REFER TO PLAN FOR
SIZE AND LOCATION

SLOPED LOCKER TOP;
OPEN TO CLG

SCHED CMU PTN

CIP CONCRETE BASE

ATTACH TO CMU
PTN AS REQ'D

4
"

SCHED FLOOR FINISH

SCHED BASE

REFER TO PLAN

O
V

E
R

A
L
L
 D

E
P

T
H

1
' -

 0
"

SCHED PTN

CONCEAL 4" FLANGE WITH
GWB AT PERIMETER OF CASE

BUILD UP 3/4" PLYWOOD
BLOCKING FOR MANUFACTURED

DISPLAY CASE TO SIT RECESSED
IN WALL

5/8" GWB

2 1/2" MET STUD

TEMPERED SIDING GLASS DOORS

6
"

SCHED CLG

MANUAL ROLLER SHADE
WITH DOUBLE FASCIA

DRIVE CHAIN

MOUNT TO
SOFFIT ABOVE

SCHED WINDOW

2"

SCHED PTN

LOCATED ON ALL EXTERIOR WINDOWS
AS NOTED. REFER TO INTERIOR DWGS
FOR EXACT LOCATIONS.

CL

BOX BEAM HEADER

PTD HM FRAME; PACK W/
MIN WOOL WHERE ACOUS
WALL AS SCHED

SCHED PTN

ALUMINUM LOUVER BLINDS;
ATTACH TO HM FRAME

LOCATED ON ALL INTERIOR WINDOWS
AS NOTED. REFER TO INTERIOR
DWGS FOR EXACT LOCATIONS.

3"

FORMED MET
GUTTER & FASCIA

SCHED WINDOW

SCHED PTN

MOTORIZED WINDOW
SHADE WITH DOUBLE
FASCIA; ATTACH TO SOFFIT
ABOVE

LOCATED ON EXTERIOR WINDOWS IN
GYMNASIUM AND MUSIC ROOM ONLY. REFER
TO INTERIOR DWGS FOR EXACT LOCATIONS.

5/8" GWB

1/4" EXTRUDED
ALUMINUM TRIM

1/2" SSUR CAP
W/ EASED EDGE
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RTA SUBMISSION - 10/13/2016

SCALE:  1 1/2" = 1'-0"

TYP RECESSED DISPLAY CASE1

SCALE:  1 1/2" = 1'-0"

TYP MOUNTING FOR MONITORS AND ENERGY DASHBOARDS2

SCALE:  1 1/2" = 1'-0"

TYP RECESSED LOCKER @ HUB3

A
L
IG

N

SCALE:  1 1/2" = 1'-0"

TYP RECESSED LOCKER @ LOCKER ROOM4

SCALE:  1 1/2" = 1'-0"

PLAN DTL - TYP RECESSED DISPLAY CASE5

SCALE:  1 1/2" = 1'-0"

TYP MANUAL ROLLER SHADE MOUNTING DTL6

SCALE:  1 1/2" = 1'-0"

TYP ALUM BLIND MOUNTING DTL7

SCALE:  1 1/2" = 1'-0"

MOTORIZED ROLLER SHADE MOUNTING DTL - SOFFIT8

SCALE:  3" = 1'-0"

TYP SSUR CAP DETAIL9
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1
"

PERPENDICULAR
WALL.

EDGE DETAIL @ CEILING
AND INSIDE CORNERDETAIL @ MIDSEAMDETAIL @ OPEN END

FINISHED GWB PARTITION
(TYP.)

NOTES:

1. SITE FABRICATED STRETCHED FABRIC

WRAPPED ACOUSTICAL PANEL SYSTEM, FINISH

(SF2):

MANUF.: NOVAWALL SYSTEMS, INC.

STYLE: 1" SQ. EDGE CONCEALED

2. REFER TO FINISH PLANS & ELEVATIONS FOR

LOCATIONS.

CONT. EXTRUSION SECURED TO PARTITION
PER MFR.'S INSTRUCTION. (TYP.)

MFR.'S ACOUSTICALLY RATED
RIGID FIBERGLASS CORE. (TYP.)

FABRIC AS SPECIFIED. (TYP.)

MIN

3"

M
IN3
"

1"

1"

M
IN3
"

FABRIC TO WRAP PANELS, TYP

NOTES:

1. SITE INSTALLED FABRIC WRAPPED
FIBERGLASS WALL PANEL

MANUF.: KINETICS NOISE CONTROL

STYLE: 1" SQ. EDGE

2. REFER TO FINISH PLANS & INTERIOR
ELEVATIONS FOR LOCATIONS

1
/2

"

SCHED CLG

Z-CLIPS BY MFR - FIELD
INSTALLED

3/4" ACOUSTIC PERFORATED
WD PANEL

SCHED PTN

PROVIDE 1/8" SHEET METAL
AT ALL PTNS SUPPORTING A
WD PANEL; ATTACH Z-CLIPS
THROUGH GWB TO SHEET
METAL

Z-CLIPS ATTACHMENT

B
E

T
W

E
E

N
 P

A
N

E
L
S

3
/8

" 
R

E
V

E
A

L
2
"1"

FABRIC TO WRAP PANELS, TYP

NOTES:

1. SITE INSTALLED PERFORATED WOOD
ACOUSTIC WALL PANEL

MANUF.: RULON PRODUCTS

STYLE: ALURATONE 100

2. REFER TO FINISH PLANS & INTERIOR
ELEVATIONS FOR LOCATIONS

1
/2

"

SCHED CLG

Z-CLIPS BY MFR - FIELD
INSTALLED

3/4" ACOUSTIC PERFORATED
WD PANEL

SCHED PTN

MATCHING VENEER EDGE
BAND

PROVIDE 1/8" SHEET METAL
AT ALL PTNS SUPPORTING A
WD PANEL; ATTACH Z-CLIPS
THROUGH GWB TO SHEET
METAL

Z-CLIPS BY MFR -
FIELD INSTALLED

B
E

T
W

E
E

N
 P
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S

3
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RTA SUBMISSION - 10/13/2016

SCALE:  6" = 1'-0"

DETAIL - STRETCHED FABRIC CONCEALED ACOUSTICAL PANEL SYSTEM1

SCALE:  6" = 1'-0"

DETAIL - FABRIC FACED ACOUSTICAL PANEL SYSTEM4

SCALE:  6" = 1'-0"

DETAIL - PERFORATED WOOD ACOUSTICAL WALL PANEL SYSTEM3

SCALE:  6" = 1'-0"

DETAIL - STRETCHED FABRIC CONCEALED ACOUSTICAL PANEL SYSTEM WITH ACOUSTIC WD
PANELS2
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SCHED PTN

CONT REMOVABLE GL STOP

1/4" HS GL LITEJAMB BEYOND

EA SIDE
1/2" TYP

PTD HM FRAME. PACK W/
MIN WOOL WHERE IN
ACOUS WALL AS SCHED

SCHED INTR FRAME

G
L
A

Z
IN

G
 S

IL
L

1
/2

" 
T

Y
P

 @
 I
N

T
R

PERFORATED ACOUSTIC
WD PANEL; MOUNTED ON
Z-CLIPS BY MFR

1"

SCHED PTN

BOX BM HEADER

PTD HM FRAME. PACK
W/ MIN WOOL WHERE IN
ACOUS WALL AS SCHED

1/4" HS GL LITE

SCHED INTR FRAMEJAMB BEYOND

EA SIDE
1/2" TYP 1"

G
L
A

Z
IN

G
 H

E
A

D
3
/8

" 
T

Y
P

 @
 I
N

T
R

PERFORATED ACOUSTIC
WD PANEL; MOUNTED ON
Z-CLIPS BY MFR

SCHED PTN
PTD HM FRAME. PACK W/ MIN WOOL
WHERE IN ACOUS WALL AS SCHED

1/4" HS GL LITE

SCHED INTR FRAME

E
A

 S
ID

E

1
/2

" 
T

Y
P

GLAZING JAMB
3/8" TYP @ INTR

PERFORATED ACOUSTIC
WD PANEL; MOUNTED ON

Z-CLIPS BY MFR
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SCALE:  3" = 1'-0"

DETAIL - PERFORATED WOOD ACOUSTICAL WALL PANEL SYSTEM @ HM FRAME SILL1

SCALE:  3" = 1'-0"

DETAIL - PERFORATED WOOD ACOUSTICAL WALL PANEL SYSTEM @ HM FRAME HEAD2

SCALE:  3" = 1'-0"

DETAIL - PERFORATED WOOD ACOUSTICAL WALL PANEL SYSTEM @ HM FRAME JAMB3
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ACOUSTIC WALL PANEL SCHEDULE

NUMBER FINISH SIZE QUANTITY MATERIAL

FF-1 Fabric Faced Panel 4'-0" x 8'-0" 1 XW4A

FF-2 Fabric Faced Panel 2'-0" x 8'-0" 1 XW4B

FF-3 Fabric Faced Panel 4'-0" x 6' 9" 4 XW4A

FF-4 Fabric Faced Panel 2'-0" x 6'-9" 1 XW4B

FF-5 Fabric Faced Panel 2'-3" x 6'-9" 3 XW4B

FF-6 Fabric Faced Panel 4'-0" x 6' 7" 4 XW4A

FF-7 Fabric Faced Panel 2'-3" x 6'-7" 1 XW4B

FF-8 Fabric Faced Panel 2'-0" x 6'-7" 3 XW4B

FF-9 Fabric Faced Panel 4'-0" x 7'-10" 2 XW4A

FF-10 Fabric Faced Panel 2'-0" x 7'-10" 2 XW4B

FF-11 Fabric Faced Panel 4'-0" x 6' 4" ANGLED 1 XW4A

FF-12 Fabric Faced Panel 2'-0" x 7'-8" ANGLED 1 XW4B

FF-13 Fabric Faced Panel 4'-0" x 7'-2" ANGLED 1 XW4A

FF-14 Fabric Faced Panel 2'-0" x 4'-7" ANGLED 1 XW4B

FW-1 Fabric Wrapped Panel 4'-0" x 5'-9" 8 XW6

FW-2 Fabric Wrapped Panel 4'-0" x 6'-11" 8 XW6

FW-3 Fabric Wrapped Panel 4'-0" x 5'-0" 8 XW6

FW-4 Fabric Wrapped Panel 2'-0" x 5'-9" 8 XW7

FW-5 Fabric Wrapped Panel 2'-0" x 6'-11" 8 XW7

FW-6 Fabric Wrapped Panel 2'-0" x 5'-0" 8 XW7

FW-7 Fabric Wrapped Panel 3'-10" x 6'-9" 2 XW6

FW-8 Fabric Wrapped Panel 2'-0" x 6'-9" 4 XW7

FW-9 Fabric Wrapped Panel 2'-0" x 5'-6" 3 XW7

FW-10 Fabric Wrapped Panel 4'-0" x 6' 9" 2 XW6

FW-11 Fabric Wrapped Panel 4'-0" x 5'-6" 2 XW6

FW-12 Fabric Wrapped Panel 3'-10" x 5'-6" 1 XW6

WP-1 Acoustic Wood Panel 4'-0" x 3'-3" 11 XW1

WP-2 Acoustic Wood Panel 4'-0" x 8'-0" 40 XW1

WP-3 Acoustic Wood Panel 4'-0" x 6' 9" 11 XW1

WP-4 Acoustic Wood Panel 4'-0" x 5'-9" 16 XW1

WP-5 Acoustic Wood Panel 4'-0" x 5'-6" 9 XW1

WP-6 Acoustic Wood Panel 4'-0" x 4'-6" 14 XW1

WP-7 Acoustic Wood Panel 4'-0" x 5'-8 1/2" 23 XW1

WP-8 Acoustic Wood Panel 4'-0" x 6' 8" 13 XW1

WP-9 Acoustic Wood Panel 4'-0" x 3'-6" 14 XW1

WP-10 Acoustic Wood Panel 4'-0" x 1'-10" 13 XW1

WP-11 Acoustic Wood Panel 4'-0" x 2'-0" 3 XW1

WP-12 Acoustic Wood Panel 4'-0" x 7'-10" 18 XW1

WP-13 Acoustic Wood Panel 2'-0" x 6'-9" 2 XW1

WP-14 Acoustic Wood Panel 2'-0" x 5'-6" 2 XW1

WP-15 Acoustic Wood Panel 2'-0" x 5'-0" 12 XW1

WP-16 Acoustic Wood Panel 2'-0" x 6'-11" 12 XW1

WP-17 Acoustic Wood Panel 2'-0" x 5'-9" 8 XW1

WP-18 Acoustic Wood Panel 4'-0" x 5'-0" 2 XW1

WP-19 Acoustic Wood Panel 4'-0" x 6' 11" 2 XW1

WP-20 Acoustic Wood Panel 4'-0" x 4'-0" 6 XW1

SCALE:  1/4" = 1'-0"

FF (FABRIC FACED PANELS) - SCHEDULE1

SCALE:  1/4" = 1'-0"

FW (FABRIC WRAPPED PANELS) - SCHEDULE2

SCALE:  1/4" = 1'-0"

WP (WOOD - PERFORATED PANELS) - SCHEDULE3
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30'

SCALE AT FULL SIZE: 1" = 30'-0"

15'0 60' 90'

SCALE:  1" = 20'-0"

AREA PLAN LEVEL 13

SCALE:  1" = 20'-0"

AREA PLAN LEVEL 1 - FIELD HOUSE & STORAGE2

PLAN
NORTH

Program Analysis - Gross SF

Name Area Type Area Level

FIELD HOUSE Gross Building Area 1080 SF LEVEL 1

FIRST FLOOR Gross Building Area 80946 SF LEVEL 1

SECOND FLOOR Gross Building Area 33920 SF LEVEL 2

Grand total: 3 115946 SF
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Program Analysis - Net SF

Environment Level Name Area
Program

Allowance % O/U Comments Number

3.5 Food Services LEVEL 1 WALK-IN REF 94 SF 70 SF 34.53 1F10

4.0 Student Support Services

4.1 Administration LEVEL 1 ADMIN CONF 192 SF 200 SF -4.17 1A12

4.1 Administration LEVEL 1 ASST PRINCIPAL 169 SF 175 SF -3.30 1A07

4.1 Administration LEVEL 1 CLERICAL 416 SF 400 SF 4.10 1A03

4.1 Administration LEVEL 1 MAIL ROOM 99 SF 100 SF -0.52 WK/Mail room split
up into two EQ
parts

1A10

4.1 Administration LEVEL 1 PRINCIPAL 203 SF 200 SF 1.42 1A09

4.1 Administration LEVEL 1 RECEPTION 191 SF 200 SF -4.74 1A01

4.1 Administration LEVEL 1 RECORDS 77 SF 75 SF 2.71 1A31

4.1 Administration LEVEL 1 SMSS 96 SF 100 SF -4.38 1A05

4.1 Administration LEVEL 1 WORK RM 97 SF 100 SF -3.40 WK/Mail room split
up into two EQ
parts

1A08

4.2 Misc Spaces
(Distributed)

LEVEL 2 ASAC 104 SF 100 SF 3.63 2C14

4.2 Misc Spaces
(Distributed)

LEVEL 1 ATHLETIC LAUNDRY 98 SF 100 SF -1.97 1C12

4.2 Misc Spaces
(Distributed)

LEVEL 1 CENTRAL WORKROOM 1 148 SF 150 SF -1.28 1E05

4.2 Misc Spaces
(Distributed)

LEVEL 2 CENTRAL WORKROOM 2 146 SF 150 SF -2.36 2E05

4.2 Misc Spaces
(Distributed)

LEVEL 1 CONF 194 SF 200 SF -3.01 1A34

4.2 Misc Spaces
(Distributed)

LEVEL 1 PARENTS CENTER 189 SF 200 SF -5.62 1A02

4.3 Guidance
Counseling Center

LEVEL 1 CAREER COUNS 103 SF 100 SF 3.27 1A32

4.3 Guidance
Counseling Center

LEVEL 1 CAREER INFO AREA 196 SF 200 SF -2.06 Sp. Edu Recep
(100SF) &
Guidance Recep
(100SF) combined

1A27

4.3 Guidance
Counseling Center

LEVEL 1 COUNSELOR 101 SF 100 SF 0.79 1A33

4.3 Guidance
Counseling Center

LEVEL 1 PSYCH 97 SF 100 SF -2.71 1A35

4.3 Guidance
Counseling Center

LEVEL 1 REGISTRAR 96 SF 100 SF -4.13 1A29

4.4 Special Education
Suite

LEVEL 1 ASSESSMENT 102 SF 100 SF 1.85 1A30

4.4 Special Education
Suite

LEVEL 1 ASSESSOR 98 SF 100 SF -2.47 1A28

4.4 Special Education
Suite

LEVEL 1 STORAGE 73 SF 75 SF -3.28 1A26

4.5 Health Services LEVEL 1 NURSE 104 SF 100 SF 3.87 1A18

4.5 Health Services LEVEL 1 NURSE SCREENING /
STORAGE

65 SF 65 SF -0.44 1A23

4.5 Health Services LEVEL 1 NURSE TOILET 64 SF 65 SF -1.73 1A25

4.5 Health Services LEVEL 1 NURSE WAITING 79 SF 80 SF -1.26 1A17

4.5 Health Services LEVEL 1 TREATMENT AREA 264 SF 275 SF -3.90 1A19

5.0 Building Services

5.1 Maintenance
Support

LEVEL 1 MAINTENANCE OFFICE 208 SF 200 SF 3.86 1C16

5.2 School
Supply/Storage

LEVEL 1 CENTRAL STORAGE 550 SF 550 SF -0.07 1C19

5.2 School
Supply/Storage

LEVEL 1 RECEIVING &
INSPECTION RM

228 SF 238 SF -4.30 1C17

5.2 School
Supply/Storage

LEVEL 1 TEAM STORAGE 961 SF 1000 SF -3.90 1C10

5.3 Technology
Service Center

LEVEL 1 ACTIVE COMPUTER
(TR1)

288 SF 300 SF -3.94 Resized from 200
to 300 per Chuck
King's request

1C25

5.3 Technology
Service Center

LEVEL 1 AT WORKSPACE 191 SF 200 SF -4.75 Resized from 300
to 200 per Chuck
King's request

1C23

Program Analysis - Net SF

Environment Level Name Area
Program

Allowance % O/U Comments Number

2.1 Career Technical
Education

LEVEL 2 HS CTE 945 SF 1000 SF -5.48 2C05

2.1 Career Technical
Education

LEVEL 2 HS CTE HUB 325 SF 310 SF 4.90 2C07

2.1 Career Technical
Education

LEVEL 1 MS CTE 1330 SF 1400 SF -4.97 1C41

2.1 Career Technical
Education

LEVEL 1 MS CTE HUB 320 SF 310 SF 3.29 2F108

2.1 Career Technical
Education

LEVEL 2 VIDEO BROADCASTING 404 SF 400 SF 1.04 300 SF Studio +
100 SF Open
Storage

2C04

2.2 Computing
Center

LEVEL 2 COMP CENTER 941 SF 1000 SF -5.88 2C09

2.3 Science Lab LEVEL 1 CHEM 95 SF 100 SF -4.58 1D05

2.3 Science Lab LEVEL 1 HS CHEMISTRY 1253 SF 1200 SF 4.39 1D06

2.3 Science Lab LEVEL 1 HS PHYSICAL SCIENCE 1149 SF 1200 SF -4.25 1D04

2.3 Science Lab LEVEL 2 MS SCIENCE 1199 SF 1200 SF -0.10 2B04

2.3 Science Lab LEVEL 1 SCI PREP 1 284 SF 300 SF -5.42 1D03

2.3 Science Lab LEVEL 2 SCI PREP 2 206 SF 200 SF 3.09 2B06

2.4 Art Room LEVEL 1 ART 1160 SF 1200 SF -3.34 1C39

2.4 Art Room LEVEL 1 ART STORAGE 208 SF 200 SF 4.04 1C38

2.4 Art Room LEVEL 1 KILN 99 SF 100 SF -0.53 1C40

2.5 Music Suite LEVEL 1 MUSIC 1269 SF 1300 SF -2.38 1C49

2.5 Music Suite LEVEL 1 MUSIC LIBRARY 70 SF 75 SF -6.03 1C51

2.5 Music Suite LEVEL 1 MUSIC PRACTICE 95 SF 100 SF -5.35 1C50

2.5 Music Suite LEVEL 1 MUSIC STORAGE 377 SF 400 SF -5.79 1C52

2.6 OT/PT LEVEL 1 OT/PT (FINE) 415 SF 400 SF 3.78 1B06

2.6 OT/PT LEVEL 1 OT/PT (GROSS) 818 SF 800 SF 2.23 1B02

2.7 JROTC LEVEL 1 BATTALION HQ 143 SF 150 SF -4.67 1C33

2.7 JROTC LEVEL 1 EQUIPMENT STORAGE 164 SF 150 SF 9.31 1C35

2.7 JROTC LEVEL 1 JROTC 1 752 SF 800 SF -5.96 1C30

2.7 JROTC LEVEL 1 JROTC 2 760 SF 800 SF -4.96 1C32

2.7 JROTC LEVEL 1 JROTC STORAGE 189 SF 200 SF -5.51 1C29

2.7 JROTC LEVEL 1 STAFF WORKSPACE 265 SF 280 SF -5.50 1C31

3.0 Common Shared Spaces

3.1 Commons LEVEL 1 COMMONS 3656 SF 3688 SF -0.86 INCL 150 SF
Recycle Area to
be denoted in
Plan

1C01

3.2 Performance
Space

LEVEL 1 MENS DRESSING ROOM 190 SF 200 SF -5.20 1C55

3.2 Performance
Space

LEVEL 1 PERFORMANCE 2380 SF 1813 SF 31.29 Increased size per
QMHS

1C47

3.2 Performance
Space

LEVEL 1 STAGE STORAGE 188 SF 200 SF -5.80 1C59

3.2 Performance
Space

LEVEL 1 WOMENS DRESSING
ROOM

190 SF 200 SF -5.19 1C57

3.3 Information
Center

LEVEL 2 INFO  WORKROOM 179 SF 175 SF 2.44 2C03

3.3 Information
Center

LEVEL 2 INFO CENTER 1865 SF 1905 SF -2.13 2C01

3.4 Physical
Education

LEVEL 1 ATHLETIC STORAGE 258 SF 250 SF 3.19 1C11

3.4 Physical
Education

LEVEL 1 ATHLETIC WORKROOM 114 SF 100 SF 14.20 1C26

3.4 Physical
Education

LEVEL 1 GYMNASIUM 7195 SF 7500 SF -4.07 1C03

3.4 Physical
Education

LEVEL 1 MENS LOCKER ROOM 1352 SF 1425 SF -5.11 1C28

3.4 Physical
Education

LEVEL 1 PE STAFF COLLAB 123 SF 140 SF -12.43 1C22

3.4 Physical
Education

LEVEL 1 PE STORAGE 382 SF 400 SF -4.56 1C08

3.4 Physical
Education

LEVEL 1 SEATING 1145 SF 1200 SF -4.58 1C06

3.4 Physical
Education

LEVEL 1 STAFF TOILET 73 SF 75 SF -3.09 1C24

3.4 Physical
Education

LEVEL 1 TEAM ROOM 622 SF 650 SF -4.38 1C18.1

3.4 Physical
Education

LEVEL 1 TRAINING ROOM 191 SF 200 SF -4.40 1C09

3.4 Physical
Education

LEVEL 1 WEIGHT ROOM 823 SF 850 SF -3.12 1C18

3.4 Physical
Education

LEVEL 1 WOMENS LOCKER
ROOM

1109 SF 1425 SF -22.16 Requested layout
per QMHS

1C20

3.5 Food Services LEVEL 1 DRY STORAGE 459 SF 140 SF 227.77 1F09

3.5 Food Services LEVEL 1 FOOD PREP 976 SF 1000 SF -2.38 1F02

3.5 Food Services LEVEL 1 FOOD SERVICE 343 SF 600 SF -42.80 1C04

3.5 Food Services LEVEL 1 FOOD SERVICE
STORAGE

76 SF 75 SF 0.90 1F05

3.5 Food Services LEVEL 1 JANITOR'S CLOSET 81 SF 20 SF 307.26 1F07

3.5 Food Services LEVEL 1 OFFICE 78 SF 80 SF -2.32 1F04

3.5 Food Services LEVEL 1 RECEIVING 97 SF 100 SF -3.33 1F08

3.5 Food Services LEVEL 1 TOILET 81 SF 60 SF 35.56 1F06

3.5 Food Services LEVEL 1 WALK-IN FREEZER 147 SF 70 SF 109.91 1F11

Program Analysis - Net SF

Environment Level Name Area
Program

Allowance % O/U Comments Number

1.0 General Learning Settings

1.1 Neighborhood LEVEL 1 HS ACADEMIC
SUPPORT 1

419 SF 400 SF 4.86 1D07

1.1 Neighborhood LEVEL 2 HS ACADEMIC
SUPPORT 2

415 SF 400 SF 3.65 2D05

1.1 Neighborhood LEVEL 2 HS GROUP LEARNING 1 197 SF 200 SF -1.75 2D06

1.1 Neighborhood LEVEL 1 HS GROUP LEARNING 1 207 SF 200 SF 3.25 1D09

1.1 Neighborhood LEVEL 1 HS HUB 1 2246 SF 2131 SF 5.40 1D00

1.1 Neighborhood LEVEL 2 HS HUB 2 1899 SF 1821 SF 4.29 2D00

1.1 Neighborhood LEVEL 2 HS LI - MILD/MODERATE 407 SF 400 SF 1.70 2D03

1.1 Neighborhood LEVEL 1 HS ONE TO ONE 1 102 SF 100 SF 2.09 1D02

1.1 Neighborhood LEVEL 2 HS ONE TO ONE 1 103 SF 100 SF 2.63 2D04

1.1 Neighborhood LEVEL 1 LEARNING STUDIO 1 765 SF 800 SF -4.42 1D08

1.1 Neighborhood LEVEL 1 LEARNING STUDIO 2 762 SF 800 SF -4.80 1D10

1.1 Neighborhood LEVEL 1 LEARNING STUDIO 3 779 SF 800 SF -2.62 1D12

1.1 Neighborhood LEVEL 1 LEARNING STUDIO 4 778 SF 800 SF -2.70 1D14

1.1 Neighborhood LEVEL 1 LEARNING STUDIO 5 778 SF 800 SF -2.70 1B14

1.1 Neighborhood LEVEL 1 LEARNING STUDIO 6 778 SF 800 SF -2.70 1B12

1.1 Neighborhood LEVEL 1 LEARNING STUDIO 7 765 SF 800 SF -4.40 1B10

1.1 Neighborhood LEVEL 1 LEARNING STUDIO 8 793 SF 800 SF -0.84 1B08

1.1 Neighborhood LEVEL 2 LEARNING STUDIO 9 762 SF 800 SF -4.74 2D08

1.1 Neighborhood LEVEL 2 LEARNING STUDIO 10 767 SF 800 SF -4.07 2D10

1.1 Neighborhood LEVEL 2 LEARNING STUDIO 11 779 SF 800 SF -2.61 2D12

1.1 Neighborhood LEVEL 2 LEARNING STUDIO 12 778 SF 800 SF -2.70 2D14

1.1 Neighborhood LEVEL 2 LEARNING STUDIO 13 778 SF 800 SF -2.70 2B16

1.1 Neighborhood LEVEL 2 LEARNING STUDIO 14 778 SF 800 SF -2.70 2B14

1.1 Neighborhood LEVEL 2 LEARNING STUDIO 15 774 SF 800 SF -3.29 2B12

1.1 Neighborhood LEVEL 2 LEARNING STUDIO 16 796 SF 800 SF -0.47 2B10

1.1 Neighborhood LEVEL 1 LEARNING STUDIO FLEX
1

778 SF 800 SF -2.70 1D16

1.1 Neighborhood LEVEL 1 LEARNING STUDIO FLEX
2

778 SF 800 SF -2.70 1D18

1.1 Neighborhood LEVEL 2 LEARNING STUDIO FLEX
3

778 SF 800 SF -2.70 2D16

1.1 Neighborhood LEVEL 2 LEARNING STUDIO FLEX
4

778 SF 800 SF -2.70 2D18

1.1 Neighborhood LEVEL 2 MS ACADEMIC
SUPPORT 2

382 SF 400 SF -4.42 2B01

1.1 Neighborhood LEVEL 2 MS GROUP LEARNING 1 191 SF 200 SF -4.64 2D07

1.1 Neighborhood LEVEL 2 MS GROUP LEARNING 2 194 SF 200 SF -2.92 2B03

1.1 Neighborhood LEVEL 1 MS GROUP LEARNING 2 205 SF 200 SF 2.58 1B03

1.1 Neighborhood LEVEL 1 MS HUB 1 1581 SF 1512 SF 4.54 1B00

1.1 Neighborhood LEVEL 2 MS HUB 2 1553 SF 1511 SF 2.79 2B00

1.1 Neighborhood LEVEL 1 MS LI - MILD/MODERATE 419 SF 400 SF 4.66 1B01

1.1 Neighborhood LEVEL 1 MS ONE TO ONE 2 101 SF 100 SF 0.57 1B04

1.1 Neighborhood LEVEL 2 MS ONE TO ONE 2 103 SF 100 SF 3.11 2B08

1.1 Neighborhood LEVEL 1 ONE TO ONE 103 SF 100 SF 2.60 1D11

1.1 Neighborhood LEVEL 2 READING LAB 401 SF 400 SF 0.28 2B02

1.2 Staff
Collaboration Area
(HUB)

LEVEL 2 KITCHENETTE 126 SF 170 SF -25.78 Includes all
Kitchenette
Equipment

2E04

1.2 Staff
Collaboration Area
(HUB)

LEVEL 1 KITCHENETTE 137 SF 170 SF -19.29 Includes all
Kitchenette
Equipment

1E04

1.2 Staff
Collaboration Area
(HUB)

LEVEL 2 STAFF COLLABORATION 327 SF 2C02

1.2 Staff
Collaboration Area
(HUB)

LEVEL 1 STAFF COLLABORATION
HUB

451 SF 480 SF -5.99 1E01.1

1.2 Staff
Collaboration Area
(HUB)

LEVEL 2 STAFF COLLABORATION
HUB 2

458 SF 480 SF -4.68 2F485

1.2 Staff
Collaboration Area
(HUB)

LEVEL 1 STAFF COLLABORATION
STORAGE

416 SF 560 SF -25.79 Furniture solution 1E01

1.2 Staff
Collaboration Area
(HUB)

LEVEL 2 STAFF COLLABORATION
STORAGE

416 SF 560 SF -25.79 Furniture solution 2E01

1.2 Staff
Collaboration Area
(HUB)

LEVEL 1 STAFF COLLABORATION
WORK

1530 SF 1600 SF -4.37 1E00

1.2 Staff
Collaboration Area
(HUB)

LEVEL 2 STAFF COLLABORATION
WORK 2

1541 SF 1600 SF -3.67 2E00

1.3 Learning Impaired
Moderate/Severe

LEVEL 2 LI - MODERATE/SEVERE
- INSTRUCTIONAL AREA

994 SF 1000 SF -0.60 2D02

1.3 Learning Impaired
Moderate/Severe

LEVEL 2 LIMS - KITCHEN 276 SF 275 SF 0.35 Layout per M. Will
- 65% DRC

2D02.1

1.3 Learning Impaired
Moderate/Severe

LEVEL 2 LIMS - SHOWER 125 SF 75 SF 66.73 Layout per M. Will
- 65% DRC

2D02.3

1.3 Learning Impaired
Moderate/Severe

LEVEL 2 LIMS - TOILET 72 SF 75 SF -3.99 2D02.2

2.0 Exploratory Learning Spaces 789
13091080
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