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GENERAL NOTES

1. REFER TO ROOM FINISH SCHEDULE FOR ADDITIONAL
FINISH DESIGNATIONS AND INFORMATION.

2. SEE AI-510 FOR FLOORING DETAILS AND TRANSITIONS
3. ALL GYPSUM SOFFITS (ABOVE RECEPTION DESKS) TO BE

PAINTED PT-2.
4. ALIGN FLOORING TO CENTER LINE OF DOOR (IN CLOSED

POSITION) OR TO FACE OF FINISHED WALL AS INIDCATED.
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GENERAL NOTES

1. REFER TO ROOM FINISH SCHEDULE FOR ADDITIONAL
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2. SEE AI-510 FOR FLOORING DETAILS AND TRANSITIONS
3. ALL GYPSUM SOFFITS (ABOVE RECEPTION DESKS) TO BE

PAINTED PT-2.
4. ALIGN FLOORING TO CENTER LINE OF DOOR (IN CLOSED

POSITION) OR TO FACE OF FINISHED WALL AS INIDCATED.

4321

C

D

B

A

ARCHITECTURE  |  ENGINEERING
& CONSULTING

1101 KING STREET
SUITE 400

ALEXANDRIA, VIRGINIA 22314
703-518-8500

D
E

P
A

R
T

M
E

N
T

 O
F

 T
H

E
 N

A
V

Y

NAVFAC DRAWING NO.

CONSTR. CONTR. NO.

EPROJECT NO.:

SCALE:

SHEET OF

N
A

V
A

L
 F

A
C

IL
IT

IE
S

 E
N

G
IN

E
E

R
IN

G
 C

O
M

M
A

N
D

CHIEF ENG/ARCH

BRANCH MANAGER

PM/DM

DES DRW CHK

SATISFACTORY TO DATE

ACTIVITY

FOR COMMANDER NAVFAC

APPROVED

5

C

D

B

A

4321 5

KEY PLAN

AB

C

D

 1/8" = 1'-0"

C
:\

rv
t\
1

9
1
2

7
4
-A

-F
2

-C
E

N
T

R
A

L
_

p
p

a
u

ls
o

n
.r

v
t

3
/1

9
/2

0
1
4

 2
:4

0
:2

5
 P

M

IN-101-D

IN
T

E
R

IO
R

S
 -

 F
L
O

O
R

 P
A

T
T

E
R

N
 P

L
A

N
 -

 F
IR

S
T

 F
L
O

O
R

, 
A

R
E

A
 D

13065911

N62470-09-D-9044

1151333

0

N
A

V
A

L
 F

A
C

IL
IT

IE
S

 E
N

G
IN

E
E

R
IN

G
 C

O
M

M
A

N
D

 ~
 N

A
V

F
A

C
 W

A
S

H
IN

G
T

O
N

A
T

L
A

N
T

IC
W

a
lt
e

r 
R

e
e

d
 N

a
ti
o

n
a
l 
M

ili
ta

ry
 M

e
d

ic
a

l 
C

e
n

te
r 

- 
B

e
th

e
s
d

a
y
, 

M
a

ry
la

n
d

N
S

A
/B

e
th

e
s
d
a

B
E

T
H

E
S

D
A

, 
M

D

P
1
2
5
 -

 T
E

M
P

O
R

A
R

Y
 M

E
D

IC
A

L
 F

A
C

IL
IT

IE
S

P
A

C
K

A
G

E
 2

 -
 C

L
IN

IC
 B

U
IL

D
IN

G

TOM COX

N/A

CHEMENJU/HILL

PP PP HE

 1/8" = 1'-0"
1

FLOOR PATTERN PLAN - FIRST FLOOR, AREA D

SYM DESCRIPTION DATE

65% SUBMISSION 04/26/13

65% VE SUBMISSION 11/25/13

100% FINAL DESIGN
SUBMISSION

02/14/14

FINAL CORRECTED
SET

03/26/14



DN

DN

2A03
CLR01
209 SF

PAT LIBPAT LIB

2A00
RECP1
90 SF

RECEP / CTRL
OP

RECEP / CTRL
OP

2A42A
WRC01
56 SF

WAIT CHAIRSWAIT CHAIRS

2A01
MRS02
88 SF

REC STOR MV
SHV

REC STOR MV
SHV

2A21
OFA02
113 SF

OFF1 SYST
FURN

OFF1 SYST
FURN

2A25
OFA03
122 SF

SHARED OFFSHARED OFF

2A24
OFA02
104 SF

OFF2 SYST
FURN

OFF2 SYST
FURN

2A13A
OFA03
49 SF

ADM CUBADM CUB

2A13E
OFA03
60 SF

ADM CUBADM CUB

2A13J
OFA03
62 SF

ADM CUBADM CUB

2A13B
OFA03
49 SF

ADM CUBADM CUB

2A13G
OFA03
60 SF

ADM CUBADM CUB

2A13F
OFA03
60 SF

ADM CUBADM CUB

2A13K
OFA03
62 SF

ADM CUBADM CUB

2A13C
OFA03
49 SF

ADM CUBADM CUB

2A13L
OFA03
62 SF

ADM CUBADM CUB

2A13H
OFA03
60 SF

ADM CUBADM CUB

2A13M
OFA03
62 SF

ADM CUBADM CUB

2A13D
OFA03
49 SF

ADM CUBADM CUB

2A31
SRS01
109 SF

FRM LIT STORFRM LIT STOR

2A23
OFA02
104 SF

OFF2 SYST
FURN

OFF2 SYST
FURN

2A26
OFA03
104 SF

SHARED OFFSHARED OFF

2A20
OFA02
171 SF

OFF2 SYST
FURN

OFF2 SYST
FURN

2A18
OFA02
119 SF

OFF2 SYST
FURN

OFF2 SYST
FURN

2A16
OFA02
120 SF

OFF2 SYST
FURN

OFF2 SYST
FURN

2A14
OFA02
120 SF

OFF2 SYST
FURN

OFF2 SYST
FURN

2A12
OFA02
120 SF

OFF2 SYST
FURN

OFF2 SYST
FURN

2A10
OFA02
120 SF

OFF2 SYST
FURN

OFF2 SYST
FURN

2A08
OFA02
119 SF

OFF2 SYST
FURN

OFF2 SYST
FURN

2A06
OFA02
119 SF

OFF2 SYST
FURN

OFF2 SYST
FURN

2A04
OFA02
119 SF

OFF2 SYST
FURN

OFF2 SYST
FURN

2A02
OFA02
114 SF

OFF2 SYST
FURN

OFF2 SYST
FURN

2A33
OFA02
109 SF

OFF2 SYST
FURN

OFF2 SYST
FURN

2A35
OFA02
109 SF

OFF2 SYST
FURN

OFF2 SYST
FURN

2A37
OFA02
109 SF

OFF2 SYST
FURN

OFF2 SYST
FURN

2A39
OFA02
109 SF

OFF2 SYST
FURN

OFF2 SYST
FURN

2A41
OFA02
109 SF

OFF2 SYST
FURN

OFF2 SYST
FURN

2A05A
OFA02
122 SF

OFF2 SYST
FURN

OFF2 SYST
FURN

2A05B
OFA02
123 SF

OFF2 SYST
FURN

OFF2 SYST
FURN

2A22
COMC1
123 SF

COMMCOMM

2A34
(NONE)
89 SF

ELEC BCELEC BC

2BST
(NONE)
265 SF

STAIR BSTAIR B

2AST
(NONE)
203 SF

STAIR ASTAIR A

2A11
TLTM2
45 SF

M TLT MULTM TLT MULT

2A99B
(NONE)
540 SF

CORRCORR

2A99F
(NONE)
403 SF

CORRCORR

2A99G
(NONE)
571 SF

CORRCORR

2A99C
(NONE)
133 SF

CORRCORR

2A99D
(NONE)
98 SF

CORRCORR

2A99E
(NONE)
233 SF

CORRCORR

2A99H
(NONE)
105 SF

CORRCORR

2A99A
LOB01
462 SF

LOBBYLOBBY

2A05D
OFA02
123 SF

OFF2 SYST
FURN

OFF2 SYST
FURN

2A05C
OFA02
122 SF

OFF2 SYST
FURN

OFF2 SYST
FURN

3
'-0

"
1

2
'-0

"
3

'-0
"

1
2

'-0
"

3
'-5

"

2A13P
OFA03
52 SF

ADM CUBADM CUB

VCT-2 VCT-2

C

D

E

F

G

12 13

14 15 16 17 18 19 20 21

A

A.9

F.2

11.9

AUDIO
LABORATORY

2A482A48

CLINIC
MANAGER

2A472A47

2A45
EXRG4
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2A46
EXRG4
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2A49
SL001
147 SF

ST LNG CONFST LNG CONF

2A50
MRS02
153 SF

REC STOR MV
SHV

REC STOR MV
SHV

2A51
EXRG4
72 SF

ADLT SCRNADLT SCRN

2A52
EXRG4
72 SF

ADLT SCRNADLT SCRN

2A53
OPEC1
72 SF
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PEVS1
72 SF

VISION
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FURN
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2A69
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87 SF
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OFA03
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RESIDENT
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RESIDENT
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2A73
OFD02
87 SF

PROV OFFPROV OFF

2A42
WRC01
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2A43
RECP1
89 SF
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EXAMEXAM
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2A28
EXRG2
106 SF

EXAM PROVEXAM PROV

2A27
EXRG2
106 SF

EXAM PROVEXAM PROV

2A99J
(NONE)
267 SF

CORRCORR

2A29A
SRE01
21 SF

TRASH HOLD -
PH

TRASH HOLD -
PH

2A99G
(NONE)
571 SF

CORRCORR

2A44
MRS02
81 SF

REC STOR MV
SHV

REC STOR MV
SHV
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GENERAL NOTES

1. REFER TO ROOM FINISH SCHEDULE FOR ADDITIONAL
FINISH DESIGNATIONS AND INFORMATION.

2. SEE AI-510 FOR FLOORING DETAILS AND TRANSITIONS
3. ALL GYPSUM SOFFITS (ABOVE RECEPTION DESKS) TO BE

PAINTED PT-2.
4. ALIGN FLOORING TO CENTER LINE OF DOOR (IN CLOSED

POSITION) OR TO FACE OF FINISHED WALL AS INIDCATED.
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2A03
CLR01
209 SF

PAT LIBPAT LIB

2A00
RECP1
90 SF

RECEP / CTRL
OP

RECEP / CTRL
OP

2A42A
WRC01
56 SF

WAIT CHAIRSWAIT CHAIRS

2A02
OFA02
114 SF

OFF2 SYST
FURN

OFF2 SYST
FURN

2B83
JANC1
40 SF

JANJAN

2C25
CRA03
305 SF

CONF LGCONF LG

2C04
TLTU1
53 SF

TLT CMDRTLT CMDR 2C06
TLTU1
53 SF

TLT CMDRTLT CMDR

2B60
OFDC1
113 SF

CHAP OFFCHAP OFF

2B61
OFDC1
122 SF

CHAP OFFCHAP OFF

2B59
OFDC1
122 SF

CHAP OFFCHAP OFF

2B57
OFDC1
121 SF

CHAP OFFCHAP OFF

2B62
OFDC1
124 SF

CHAP OFFCHAP OFF

2B64
OFDC1
123 SF

CHAP OFFCHAP OFF

2B58
CRA01
254 SF

CONF RM/ LIBCONF RM/ LIB

2B74A
WRF01
81 SF

FAM WAITFAM WAIT

2B75E
OFA03
53 SF

REL SP ADM
CUB

REL SP ADM
CUB 2B75D

OFA03
52 SF

REL SP ADM
CUB

REL SP ADM
CUB

2B75B
OFA03
52 SF

REL SP ADM
CUB

REL SP ADM
CUB 2B75A

OFA03
42 SF

REL SP ADM
CUB

REL SP ADM
CUB

2B76
SEC01
107 SF

SECY W/ VSTR
WAIT

SECY W/ VSTR
WAIT

2B74
WRC01
105 SF

WAITWAIT

2B17
WRC01
240 SF

CLIN WAITCLIN WAIT

2B18
RECP1
133 SF

RECEPRECEP

2B28
OFA02
109 SF

ADMIN OFFADMIN OFF

2B26
OFA02
109 SF

ADMIN OFFADMIN OFF
2B24

OFA02
109 SF

ADMIN OFFADMIN OFF

2B22
OFA02
110 SF

ADMIN OFFADMIN OFF

2B32A
OFA03
47 SF

ADM CUBADM CUB

2B32C
OFA03
47 SF

ADM CUBADM CUB

2B31A
OFA03
55 SF

ADM CUBADM CUB

2B49
OFA02
109 SF

CHIEF'S OFFCHIEF'S OFF

2B29
CRA03
355 SF

CONF LGCONF LG

2B18A
SRS01
101 SF

FRM LIT STORFRM LIT STOR

2B30
OFA02
109 SF

NCOIC/ LCPO/
LPO OFF

NCOIC/ LCPO/
LPO OFF

2B56A
MRS01
124 SF

REC STOR
FIXED SHV
REC STOR
FIXED SHV

2B21
TLTU1
48 SF

TLTTLT

2B42
TLTU1
60 SF

TLTTLT

2B31C
OFA03
58 SF

ADM CUBADM CUB
2B32F
OFA03
54 SF

ADM CUBADM CUB

2B19
CRA02
201 SF

CONF RM/
ACTIVITY RM

CONF RM/
ACTIVITY RM

2B27
TLTF1
60 SF

F TLT SNGLF TLT SNGL

2B46
OPMH1
338 SF

GRP THERGRP THER

2B40
TLTM1
60 SF

M TLT SNGLM TLT SNGL

2B37
OFDC1
116 SF

MNTL HLTH
PROV

MNTL HLTH
PROV

2B39
OFDC1
116 SF

MNTL HLTH
PROV

MNTL HLTH
PROV

2B41
OFDC1
116 SF

MNTL HLTH
PROV

MNTL HLTH
PROV

2B43
OFDC1
116 SF

MNTL HLTH
PROV

MNTL HLTH
PROV2B45

OFDC1
116 SF

MNTL HLTH
PROV

MNTL HLTH
PROV

2B47
OFDC1
116 SF

MNTL HLTH
PROV

MNTL HLTH
PROV

2B50
OFDC1
186 SF

MNTL HLTH
PROV

MNTL HLTH
PROV

2B34
OFDC1
112 SF

MNTL HLTH
PROV

MNTL HLTH
PROV

2B51
OFDC1
120 SF

MNTL HLTH
PROV

MNTL HLTH
PROV

2B52
OFDC1
120 SF

MNTL HLTH
PROV

MNTL HLTH
PROV

2B53
OFDC1
119 SF

MNTL HLTH
PROV

MNTL HLTH
PROV

2B54
OFDC1
120 SF

MNTL HLTH
PROV

MNTL HLTH
PROV

2B55
OFDC1
119 SF

MNTL HLTH
PROV

MNTL HLTH
PROV

2B35
OFDC1
107 SF

MNTL HLTH
PROV

MNTL HLTH
PROV

2B36
OFDC1
112 SF

MNTL HLTH
PROV

MNTL HLTH
PROV

2B25
EXRG2
112 SF

PROC/ INTPROC/ INT

2B56
MRS01
124 SF

REC STOR
FIXED SHV
REC STOR
FIXED SHV

2B38
SEC01
112 SF

SECY W/ VSTR
WAIT

SECY W/ VSTR
WAIT

2B12B
OFA03
52 SF

ADM CUBADM CUB

2B12D
OFA03
51 SF

ADM CUBADM CUB

2B12A
OFA03
60 SF

ADM CUBADM CUB

2B12C
OFA03
51 SF

ADM CUBADM CUB

2B08
OFA01
122 SF

ADMIN OFFADMIN OFF

2B01
OFA01
112 SF

ADMIN OFFADMIN OFF

2B04
DAYR1
165 SF

GRP ACTIVITY
RM

GRP ACTIVITY
RM

2B00
RECP3
101 SF

INFO DESKINFO DESK

2B14
SL001
124 SF

ST LNGST LNG

2B02
SRSE1
57 SF

STOR RM
EQUIP/ SHV
STOR RM

EQUIP/ SHV

2B16
CRA03
172 SF

CONF LGCONF LG

2B81
CRA03
283 SF

CONF LGCONF LG

2B86
COMC1
139 SF

COMMCOMM

2B84
(NONE)
49 SF

ELEC BCELEC BC

2B48A
(NONE)
47 SF

ELEC BCELEC BC

2B31B
OFA03
54 SF

ADM CUBADM CUB

2B85
TLTM2
47 SF

M TLT MULTM TLT MULT

2B82
TLTF2
48 SF

F TLT MULTF TLT MULT

2A99K
CLSC1
18 SF

PAT EDU
KIOSK ALC
PAT EDU

KIOSK ALC

2B99A
(NONE)
1060 SF

CORRCORR

2B99B
(NONE)
342 SF

CORRCORR

2B99D
(NONE)
34 SF

CORRCORR
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(NONE)
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(NONE)
42 SF

CORRCORR
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34 SF

CORRCORR
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(NONE)
405 SF

CORRCORR
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426 SF

CORRCORR
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124 SF

CORRCORR
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246 SF

CORRCORR

2B99L
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198 SF

CORRCORR

2B99M
(NONE)
268 SF

CORRCORR

2B73
TLTM2
66 SF

M TLT MULTM TLT MULT

2B75C
OFA03
50 SF

REL SP ADM
CUB

REL SP ADM
CUB

2B78A
OFA03
50 SF

STU RELIG
PROG - PH
STU RELIG
PROG - PH

2B06
OFA02
122 SF

ADMIN OFF
DBL OCC - PH

ADMIN OFF
DBL OCC - PH

2B10
OFDC2
122 SF

CONSULTCONSULT

2B13
OFA02
111 SF

ADMIN OFF
DBL OCC - PH

ADMIN OFF
DBL OCC - PH

2B15
OFA02
112 SF

ADMIN OFF
DBL OCC - PH

ADMIN OFF
DBL OCC - PH

2B03
MRS01
110 SF

REC ADMIN
OFF - PH

REC ADMIN
OFF - PH

2B32H
OFA03
57 SF

ADM CUBADM CUB

2B32J
OFA03
63 SF

ADM CUBADM CUB

2B32G
OFA03
52 SF

ADM CUBADM CUB

2B32E
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47 SF

ADM CUBADM CUB

2B32D
OFA03
52 SF

ADM CUBADM CUB
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52 SF

ADM CUBADM CUB

2B78B
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48 SF

STU RELIG
PROG - PH
STU RELIG
PROG - PH
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GENERAL NOTES

1. REFER TO ROOM FINISH SCHEDULE FOR ADDITIONAL
FINISH DESIGNATIONS AND INFORMATION.

2. SEE AI-510 FOR FLOORING DETAILS AND TRANSITIONS
3. ALL GYPSUM SOFFITS (ABOVE RECEPTION DESKS) TO BE

PAINTED PT-2.
4. ALIGN FLOORING TO CENTER LINE OF DOOR (IN CLOSED

POSITION) OR TO FACE OF FINISHED WALL AS INIDCATED.
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2C49M
OFA03
47 SF

HLTH PHY
TECH

HLTH PHY
TECH

2C49H
OFA03
52 SF

HLTH PHY
TECH

HLTH PHY
TECH

2C49D
OFA03
44 SF

HLTH PHY
TECH

HLTH PHY
TECH

2C49L
OFA03
36 SF

HLTH PHY
TECH

HLTH PHY
TECH

2C49C
OFA03
36 SF

HLTH PHY
TECH

HLTH PHY
TECH

2C49K
OFA03
36 SF

HLTH PHY
TECH

HLTH PHY
TECH

2C49B
OFA03
37 SF

HLTH PHY
TECH

HLTH PHY
TECH

2C49J
OFA03
56 SF

HLTH PHY
TECH

HLTH PHY
TECH

2C49A
OFA03
57 SF

HLTH PHY
TECH

HLTH PHY
TECH

2C49E
OFA03
57 SF

HLTH PHY
TECH

HLTH PHY
TECH

2C49G
OFA03
42 SF

HLTH PHY
TECH

HLTH PHY
TECH

2C49F
OFA03
61 SF

HLTH PHY
TECH

HLTH PHY
TECH

2C47
OFA01
111 SF

ADMIN OFF
HLTH PHYS
ADMIN OFF
HLTH PHYS

2C45
OFA01
109 SF

ADMIN OFF
HLTH PHYS
ADMIN OFF
HLTH PHYS 2C43

OFA01
109 SF

ADMIN OFF
HLTH PHYS
ADMIN OFF
HLTH PHYS

2C41
OFA01
109 SF

ADMIN OFF
HLTH PHYS
ADMIN OFF
HLTH PHYS

2C42
RECP1
90 SF

RECEPRECEP

2C51
LBRP1
201 SF

RAD PROT
LAB

RAD PROT
LAB

2C46
JANC1
39 SF

JANJAN

2C25
CRA03
305 SF

CONF LGCONF LG

2C32
RPR01
104 SF

COPYCOPY

2C28
FILE1
47 SF

FILE STORFILE STOR

2C13
OFA01
115 SF

PVT OFF DEP
CMDR SURG
PVT OFF DEP
CMDR SURG

2C14
OFA01
115 SF

PVT OFF DEP
CMDR SURG
PVT OFF DEP
CMDR SURG

2C15
OFA01
114 SF

PVT OFF DEP
CMDR SURG
PVT OFF DEP
CMDR SURG

2C16
OFA01
97 SF

PVT OFF
ACOS PUB

HLTH

PVT OFF
ACOS PUB

HLTH

2C33
OFA01
116 SF

PVT OFF CLIN
SPT ADMIN

PVT OFF CLIN
SPT ADMIN

2C31
OFA01
116 SF

PVT OFF DEPT
MED

PVT OFF DEPT
MED

2C29
OFA01
116 SF

PVT OFF DEPT
MED

PVT OFF DEPT
MED

2C10
OFA01
119 SF

PVT OFF DEPT
SURG

PVT OFF DEPT
SURG

2C11
OFA01
114 SF

PVT OFF DEPT
SURG

PVT OFF DEPT
SURG

2C12
OFA01
115 SF

PVT OFF DEP
CMDR MED

PVT OFF DEP
CMDR MED

2C17
OFA01
113 SF

PVT OFF DEP
CMDR SURG
PVT OFF DEP
CMDR SURG

2C18
OFA01
110 SF

PVT OFF PUB
HLTH ADMIN

SPT

PVT OFF PUB
HLTH ADMIN

SPT

2C19
OFA01
106 SF

PVT OFF PUB
HLTH ADMIN

SPT

PVT OFF PUB
HLTH ADMIN

SPT

2C21
OFA01
109 SF

PVT OFF
COMD EEO

PVT OFF
COMD EEO

2C22
OFA01
112 SF

PVT OFF STD
FURN

PVT OFF STD
FURN

2C20
OFA01
112 SF

PVT OFF STD
FURN

PVT OFF STD
FURN

2C04
TLTU1
53 SF

TLT CMDRTLT CMDR 2C06
TLTU1
53 SF

TLT CMDRTLT CMDR

2C05
WRC01
111 SF

WAITWAIT

2C01
WRC01
65 SF

WAITWAIT

2C02
WRC01
64 SF

WAITWAIT

2C30
OFA01
115 SF

PVT OFF DEPT
MED

PVT OFF DEPT
MED

2C34
OFA01
116 SF

PVT OFF DEPT
MED

PVT OFF DEPT
MED

2C77
OFDC1
121 SF

CHAP OFFCHAP OFF

2C79
OFDC1
128 SF

CHAP OFFCHAP OFF

2C65
OFDC1
122 SF

CHAP OFFCHAP OFF

2C63
OFDC1
120 SF

CHAP OFFCHAP OFF

2B61
OFDC1
122 SF

CHAP OFFCHAP OFF

2C67
OFDC1
122 SF

CHAP OFFCHAP OFF

2B64
OFDC1
123 SF

CHAP OFFCHAP OFF

2C66
OFDC1
127 SF

CHAP OFFCHAP OFF

2C68
OFDC1
134 SF

CHAP OFFCHAP OFF

2C70
OFA02
105 SF

RELIG PROG
SPLST OFF

RELIG PROG
SPLST OFF

2C71
OFA02
105 SF

RELIG PROG
SPLST OFF

RELIG PROG
SPLST OFF 2C72

OFA02
105 SF

RELIG PROG
SPLST OFF

RELIG PROG
SPLST OFF

2C80
OFA02
101 SF

RELIG PROG
SPLST OFF

RELIG PROG
SPLST OFF

2B75E
OFA03
53 SF

REL SP ADM
CUB

REL SP ADM
CUB 2B75D

OFA03
52 SF

REL SP ADM
CUB

REL SP ADM
CUB

2B12C
OFA03
51 SF

ADM CUBADM CUB

2C37
OFA01
104 SF

ADMIN OFFADMIN OFF

2C09
CLR01
696 SF

CLRM TABLE
W/ CHAIR

CLRM TABLE
W/ CHAIR

2C07
SRS01
96 SF

STOR SHVSTOR SHV

2B86
COMC1
139 SF

COMMCOMM

2CST
(NONE)
232 SF

STAIR CSTAIR C

2C38
(NONE)
64 SF

ELEC BCELEC BC 2C36
TLTM2
58 SF

M TLT MULTM TLT MULT

2C44
TLTF2
58 SF

F TLT MULTF TLT MULT

DUTY ROOM -
PH

2C692C69

2C99A
BX001
101 SF

CORRCORR

2B99M
(NONE)
268 SF

CORRCORR

2C99N
(NONE)
197 SF

CORRCORR

2C99B
(NONE)
172 SF

CORRCORR

2C99C
(NONE)
382 SF

CORRCORR

2C99D
(NONE)
246 SF

CORRCORR

2C35D
OFA03
49 SF

AC COMD HCA
RES

AC COMD HCA
RES

2C35M
OFA03
49 SF

AC COMD HCA
RES

AC COMD HCA
RES

2C35H
OFA03
88 SF

AC COMD URIAC COMD URI

2C35R
OFA03
49 SF

AC COMD HCA
RES

AC COMD HCA
RES

2C35Q
OFA03
49 SF

AC DEPT
SURG

AC DEPT
SURG

2C35P
OFA03
48 SF

AC DEPT
SURG

AC DEPT
SURG

2C35G
OFA03
81 SF

AC DEPT
SURG

AC DEPT
SURG

2C35F
OFA03
72 SF

AC DEPT
SURG

AC DEPT
SURG

2C35N
OFA03
49 SF

AC DEPT
SURG

AC DEPT
SURG

2C35C
OFA03
49 SF

AC DEP CMDR
MED

AC DEP CMDR
MED

2C35E
OFA03
73 SF

AC DEP CMDR
MED

AC DEP CMDR
MED

2C35B
OFA03
56 SF

AC DEP CMDR
MED

AC DEP CMDR
MED

2C35L
OFA03
48 SF

AC DEP CMDR
MED

AC DEP CMDR
MED

2C35K
OFA03
48 SF

AC TBI
ORTHO/

REHAB SPT

AC TBI
ORTHO/

REHAB SPT

2C35J
OFA03
49 SF

AC TBI
ORTHO/

REHAB SPT

AC TBI
ORTHO/

REHAB SPT

2C35A
OFA03
50 SF

AC TBI
ORTHO/

REHAB SPT

AC TBI
ORTHO/

REHAB SPT

2C50
LBRP1
195 SF

ANL COUNT
RM - PH

ANL COUNT
RM - PH

2C00
OFA02
114 SF

OFF1 SYST
FURN

OFF1 SYST
FURN

2B78A
OFA03
50 SF

STU RELIG
PROG - PH
STU RELIG
PROG - PH

2C03
WRCH1
199 SF

MIL TEST - PHMIL TEST - PH

2C03A
SRE01
56 SF

EQUIP STOREQUIP STOR

2C05A
WRCH1
100 SF

CIV TEST - PHCIV TEST - PH

2C05B
SRE01
50 SF

EQUIP STOREQUIP STOR

2C08
OFA02
116 SF

ADMIN OFF
DBL OCC - PH

ADMIN OFF
DBL OCC - PH

2B78B
OFA03
48 SF

STU RELIG
PROG - PH
STU RELIG
PROG - PH

2C23
OFA01
110 SF

PVT OFF STD
FURN

PVT OFF STD
FURN

2C24
OFA01
106 SF

PVT OFF STD
FURN

PVT OFF STD
FURN

2C26
OFA01
67 SF

PVT OFF STD
FURN

PVT OFF STD
FURN

2C27B
OFA03
45 SF

AC DEPT
SURG

AC DEPT
SURG

2C27A
OFA03
45 SF

AC DEPT
SURG

AC DEPT
SURG

2C99E
(NONE)
435 SF

CORRCORR

2B99A
(NONE)
1060 SF

CORRCORR

2C39
SRE01
98 SF

EQUIP STOREQUIP STOR

VCT-2

VCT-2

ALIGN
WITH
CORNERS

ALIGN
WITH
CORNERS

F

G

H

J

K

L

M

N

P

Q

R

S

1 12

F.2

6.1 11.9

VCT-2VCT-1 VCT-1

11.7

HLTH PHY TECH
OFA03

2C49N

ST LNG
SRE01

2C49P

CORR
(NONE)

2C99F

GENERAL NOTES

1. REFER TO ROOM FINISH SCHEDULE FOR ADDITIONAL
FINISH DESIGNATIONS AND INFORMATION.

2. SEE AI-510 FOR FLOORING DETAILS AND TRANSITIONS
3. ALL GYPSUM SOFFITS (ABOVE RECEPTION DESKS) TO BE

PAINTED PT-2.
4. ALIGN FLOORING TO CENTER LINE OF DOOR (IN CLOSED

POSITION) OR TO FACE OF FINISHED WALL AS INIDCATED.

4321

C

D

B

A

ARCHITECTURE  |  ENGINEERING
& CONSULTING

1101 KING STREET
SUITE 400

ALEXANDRIA, VIRGINIA 22314
703-518-8500

D
E

P
A

R
T

M
E

N
T

 O
F

 T
H

E
 N

A
V

Y

NAVFAC DRAWING NO.

CONSTR. CONTR. NO.

EPROJECT NO.:

SCALE:

SHEET OF

N
A

V
A

L
 F

A
C

IL
IT

IE
S

 E
N

G
IN

E
E

R
IN

G
 C

O
M

M
A

N
D

CHIEF ENG/ARCH

BRANCH MANAGER

PM/DM

DES DRW CHK

SATISFACTORY TO DATE

ACTIVITY

FOR COMMANDER NAVFAC

APPROVED

5

C

D

B

A

4321 5

KEY PLAN

AB

C

D

 1/8" = 1'-0"

C
:\

rv
t\
1

9
1
2

7
4
-A

-F
2

-C
E

N
T

R
A

L
_

p
p

a
u

ls
o

n
.r

v
t

3
/1

9
/2

0
1
4

 2
:4

0
:3

7
 P

M

IN-102-C

IN
T

E
R

IO
R

S
 -

 F
L
O

O
R

 P
A

T
T

E
R

N
 P

L
A

N
 -

 S
E

C
O

N
D

 F
L
O

O
R

, 
A

R
E

A
C

13065914

N62470-09-D-9044

1151333

0

N
A

V
A

L
 F

A
C

IL
IT

IE
S

 E
N

G
IN

E
E

R
IN

G
 C

O
M

M
A

N
D

 ~
 N

A
V

F
A

C
 W

A
S

H
IN

G
T

O
N

A
T

L
A

N
T

IC
W

a
lt
e

r 
R

e
e

d
 N

a
ti
o

n
a
l 
M

ili
ta

ry
 M

e
d

ic
a

l 
C

e
n

te
r 

- 
B

e
th

e
s
d

a
y
, 

M
a

ry
la

n
d

N
S

A
/B

e
th

e
s
d
a

B
E

T
H

E
S

D
A

, 
M

D

P
1
2
5
 -

 T
E

M
P

O
R

A
R

Y
 M

E
D

IC
A

L
 F

A
C

IL
IT

IE
S

P
A

C
K

A
G

E
 2

 -
 C

L
IN

IC
 B

U
IL

D
IN

G

TOM COX

N/A

CHEMENJU/HILL

PP PP HE

 1/8" = 1'-0"
1

FLOOR PATTERN PLAN - SECOND FLOOR, AREA C

SYM DESCRIPTION DATE

65% SUBMISSION 04/26/13

65% VE SUBMISSION 11/25/13

100% FINAL DESIGN
SUBMISSION

02/14/14

FINAL CORRECTED
SET

03/26/14



UP

UP

1A54
SRE01
254 SF

EQUIP HOLDEQUIP HOLD

1A52
SRSE1
168 SF

STOR RM
EQUIP/ SHV
STOR RM

EQUIP/ SHV
1A53A
OFA03
64 SF

ADM CUBADM CUB

1A53B
OFA03
61 SF

ADM CUBADM CUB

1A50
SRE01
250 SF

EQUIP STOREQUIP STOR

1A50A
SRS01
108 SF

STOR SHVSTOR SHV

1A00A
RAA01
62 SF

ALTARALTAR
1A00

RAS01
915 SF

CHAPELCHAPEL

1A45
RASR1
111 SF

SACRISTY STSACRISTY ST

1A47
LR002
212 SF

CN LKR RM
CHNG AREA
CN LKR RM
CHNG AREA

1A48
LR002
208 SF

CN LKR RM
CHNG AREA
CN LKR RM
CHNG AREA

1A47D1A47D
SHWRSHWR 1A48D1A48D

SHWRSHWR

1A47B1A47B
TLTTLT

1A48B1A48B
TLTTLT

1A02
RECP1
127 SF

RECEP / CTRL
OP

RECEP / CTRL
OP

1A01
WRC01
347 SF

WAIT CHAIRSWAIT CHAIRS

1A05
EXRG4
98 SF

ADLT SCRN
VTL SIGNS
ADLT SCRN
VTL SIGNS

1A28
EXRG2
121 SF

EXAMEXAM

1A06
EXRG2
120 SF

EXAMEXAM

1A26
EXRG2
121 SF

EXAMEXAM

1A11
EXRG2
121 SF

EXAMEXAM

1A13
EXRG2
121 SF

EXAMEXAM
1A15

EXRG2
120 SF

EXAMEXAM

1A07
EXRG2
120 SF

EXAMEXAM

1A35
TLTU1
53 SF

PAT TLTPAT TLT

1A37
TLTU1
53 SF

PAT TLTPAT TLT

1A43
TLTU1
60 SF

PROC TLTPROC TLT

1A39
TRGM1
82 SF

TREATTREAT

1A08
UCCL1
82 SF

CLN UTILCLN UTIL
1A23

SRE01
195 SF

EQUIP STOREQUIP STOR

1A21
USCL1
93 SF

SOIL UTILSOIL UTIL

1A20
OFA02
120 SF

ADVICE RN
OFF SYST

FURN

ADVICE RN
OFF SYST

FURN

1A33
CRA01
213 SF

CONF RM/
LNG

CONF RM/
LNG

1A02B
SRS01
99 SF

FRM LIT STORFRM LIT STOR

1A16
OFA02
120 SF

OFF1 SYST
FURN

OFF1 SYST
FURN

1A18
OFA02
120 SF

OFF RN MGR
SYST FURN

OFF RN MGR
SYST FURN

1A22
OFD02
120 SF

PROV OFFPROV OFF

1A30
OFD02
121 SF

PROV OFFPROV OFF

1A24
OFD02
120 SF

PROV OFFPROV OFF

1A38
WRCH1
90 SF

RN WK RMRN WK RM

1A56
COMC1
143 SF

COMMCOMM

1AST
(NONE)
202 SF

STAIR ASTAIR A

1A99M
(NONE)
65 SF

VEST BCVEST BC

1A46
(NONE)
75 SF

ELEC BCELEC BC 1A40
TRGM1
79 SF

TREATTREAT

1A41
TRGM1
79 SF

TREATTREAT

1A42
TRGM1
84 SF

TREATTREAT

1A47A1A47A
TLTTLT

1A48A1A48A
TLTTLT

JANITORS'
CLOSET

1A441A44

PLUMBING
ROOM,

BUILDING
COMMON

1A581A58

1A47C1A47C
SHWRSHWR 1A48C1A48C

SHWRSHWR

1A99L
(NONE)
346 SF

CORRCORR

1A99J
(NONE)
514 SF

CORRCORR

1A99G
(NONE)
164 SF

CORRCORR

1A99K
(NONE)
334 SF

CORRCORR

1A99H
(NONE)
188 SF

CORRCORR

1A99F
(NONE)
251 SF

CORRCORR

1A99E
(NONE)
219 SF

CORRCORR

1A10
EXRG2
120 SF

EXAMEXAM

1A38B
RCA01
9 SF

CC ALCCC ALC

1A51
SRE01
73 SF

TRASH
HLD-PH
TRASH
HLD-PH

EXAM ROOM
1A121A12

EXAM ROOM
1A141A14

SHARED
OFFICE

1A171A17

SHARED
OFFICE

1A321A32

MEDICATION
ROOM
1A38A1A38A

ADULT
SCREENING /
VITAL SIGNS

ROOM
1A041A04

EQUIPMENT
STORAGE

1A50B1A50B

C

D

E

F

G

12 13

14 15 16 17 18 19 20 21

A

A.9

F.2

11.911.7

WALL PROTECTION LEGEND

HR-2

HR-1

CR-1

GENERAL NOTES

1. ALL HANDRAILS AND CRASH RAILS SHALL TERMINATE
3" PRIOR TO ALL CORNERS OR DOOR FRAMES.
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1B06
JANC1
51 SF

JANJAN

1B12K
OFA03
59 SF

ADM CUBADM CUB

1B12H
OFA03
59 SF

ADM CUBADM CUB
1B12F
OFA03
59 SF

ADM CUBADM CUB

1B12J
OFA03
59 SF

ADM CUBADM CUB

1B12G
OFA03
59 SF

ADM CUBADM CUB

1B12E
OFA03
47 SF

ADM CUBADM CUB

1B12C
OFA03
59 SF

ADM CUBADM CUB

1B12A
OFA03
46 SF

ADM CUBADM CUB
1B09H
OFA03
49 SF

ADM CUBADM CUB

1B09F
OFA03
49 SF

ADM CUBADM CUB
1B09D
OFA03
71 SF

ADM CUBADM CUB
1B09B
OFA03
46 SF

ADM CUBADM CUB
1B09A
OFA03
47 SF

ADM CUBADM CUB1B09J
OFA03
48 SF

ADM CUBADM CUB

1B09G
OFA03
72 SF

ADM CUBADM CUB
1B09E
OFA03
47 SF

ADM CUBADM CUB

1B09C
OFA03
47 SF

ADM CUBADM CUB

1B12D
OFA03
59 SF

ADM CUBADM CUB

1B12B
OFA03
51 SF

ADM CUBADM CUB

1B11
OFA01
141 SF

ADMIN OFFADMIN OFF

1B14
OFA01
116 SF

ADMIN OFFADMIN OFF

1B13
OFA01
118 SF

ADMIN OFFADMIN OFF
1B08

CRA01
232 SF

CONF SMCONF SM

1B05
WRF01
38 SF

FAM WAITFAM WAIT

1B04
RECP1
72 SF

RECEPRECEP

1B78C
OFA03
57 SF

ADM CUBADM CUB

1B78B
OFA03
57 SF

ADM CUBADM CUB

1B78A
OFA03
53 SF

ADM CUBADM CUB

1B32
EYCL1
68 SF

CONT LENS
FIT/ DISP

CONT LENS
FIT/ DISP

1B79
OFDC2
118 SF

COUNSCOUNS

1B20
OFDC2
122 SF

COUNSCOUNS

1B32A
SRE01
93 SF

EQUIP STOREQUIP STOR

1B48
EYEL4
137 SF

EYE LANE FLD
ELEC

EYE LANE FLD
ELEC

1B46
EYEL4
137 SF

EYE LANE FLD
ELEC

EYE LANE FLD
ELEC

1B44
EYEL4
137 SF

EYE LANE FLD
ELEC

EYE LANE FLD
ELEC

1B42
EYEL4
135 SF

EYE LANE FLD
ELEC

EYE LANE FLD
ELEC

1B49
EYEL4
133 SF

EYE LANE FLD
ELEC

EYE LANE FLD
ELEC

1B47
EYEL4
133 SF

EYE LANE FLD
ELEC

EYE LANE FLD
ELEC

1B43
EYEL4
132 SF

EYE LANE FLD
ELEC

EYE LANE FLD
ELEC

1B41
EYEL4
131 SF

EYE LANE FLD
ELEC

EYE LANE FLD
ELEC

1B31
EYEL4
134 SF

EYE LANE FLD
ELEC

EYE LANE FLD
ELEC

1B29
EYEL4
134 SF

EYE LANE FLD
ELEC

EYE LANE FLD
ELEC

1B27
EYEL4
134 SF

EYE LANE FLD
ELEC

EYE LANE FLD
ELEC

1B40
EYEL4
137 SF

EYE LANE FLD
ELEC

EYE LANE FLD
ELEC

1B39
EYFC1
133 SF

FUNDUS
CAMER RM

FUNDUS
CAMER RM

1B18
OFA01
106 SF

NCOIC/ LPO
OFF

NCOIC/ LPO
OFF

1B38
OFA03
156 SF

OPT/ TECH WKOPT/ TECH WK

1B19
OFA03
123 SF

OPT/ TECH WKOPT/ TECH WK

1B17
OFD01
120 SF

PROV OFF
ARMY

PROV OFF
ARMY

1B16
OFD01
113 SF

PROV OFF
ARMY

PROV OFF
ARMY

1B15
OFD01
116 SF

PROV OFF
ARMY

PROV OFF
ARMY

1B37
RECP1
120 SF

RECEPRECEP

1B25
EYVF1
140 SF

VIS FIELDVIS FIELD

1B24
EYVS1
134 SF

VIS SCRNVIS SCRN

1B22
EYVS1
135 SF

VIS SCRNVIS SCRN

1B23
EYVS1
127 SF

VIS SCRNVIS SCRN

1B80
OFA02
108 SF

ADMIN OFF
SYST FURN
ADMIN OFF
SYST FURN

1C19
EYOT2
142 SF

OPTH EXAM
(OCT)

OPTH EXAM
(OCT)

1C17
EYOT2
142 SF

OPTH EXAM
(OCT)

OPTH EXAM
(OCT)

1C15
EYOT2
142 SF

OPTH EXAM
(OCT)

OPTH EXAM
(OCT)

1C13
EYOT2
285 SF

OPTH PHOTO
RM

OPTH PHOTO
RM

1C05
SRSE1
104 SF

STOR RM
EQUIP/ SHV
STOR RM

EQUIP/ SHV

1A99B
LOB01
793 SF

LOBBYLOBBY

1A99C
CLSC1
17 SF

PAT EDU
KIOSK ALC
PAT EDU

KIOSK ALC

1B34
CLSC1
26 SF

PAT EDU
KIOSK ALC
PAT EDU

KIOSK ALC

1A05
EXRG4
98 SF

ADLT SCRN
VTL SIGNS
ADLT SCRN
VTL SIGNS

1A06
EXRG2
120 SF

EXAMEXAM

1A07
EXRG2
120 SF

EXAMEXAM

1A08
UCCL1
82 SF

CLN UTILCLN UTIL

1C09
COMC1
141 SF

COMMCOMM

1B07
(NONE)
91 SF

ELEV MACHELEV MACH

1B21
(NONE)
134 SF

ELEC BCELEC BC

1B36
WRC01
331 SF

CLIN WAITCLIN WAIT

1B45
WRC01
137 SF

CLIN WAITCLIN WAIT

MALE TOILET,
MULTIPLE

1B031B03

1C07
TLTF2
67 SF

F TLT MULTF TLT MULT

1B50
TLTM2
83 SF

M TLT MULTM TLT MULT

1B30
TLTM2
86 SF

M TLT MULTM TLT MULT

1B99H
(NONE)
844 SF

CORRCORR

1B99B
(NONE)
121 SF

CORRCORR
1B99E
(NONE)
195 SF

CORRCORR

1B99J
(NONE)
864 SF

CORRCORR

1B99C
(NONE)
412 SF

CORRCORR

1B99D
(NONE)
312 SF

CORRCORR

1B99L
(NONE)
312 SF
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DN

DN

2A03
CLR01
209 SF

PAT LIBPAT LIB

2A00
RECP1
90 SF

RECEP / CTRL
OP

RECEP / CTRL
OP

2A42A
WRC01
56 SF

WAIT CHAIRSWAIT CHAIRS

2A01
MRS02
88 SF

REC STOR MV
SHV

REC STOR MV
SHV

2A21
OFA02
113 SF

OFF1 SYST
FURN

OFF1 SYST
FURN

2A25
OFA03
122 SF

SHARED OFFSHARED OFF

2A24
OFA02
104 SF

OFF2 SYST
FURN

OFF2 SYST
FURN

2A13A
OFA03
49 SF

ADM CUBADM CUB
2A13E
OFA03
60 SF

ADM CUBADM CUB

2A13J
OFA03
62 SF

ADM CUBADM CUB

2A13B
OFA03
49 SF

ADM CUBADM CUB

2A13G
OFA03
60 SF

ADM CUBADM CUB

2A13F
OFA03
60 SF

ADM CUBADM CUB

2A13K
OFA03
62 SF

ADM CUBADM CUB

2A13C
OFA03
49 SF

ADM CUBADM CUB
2A13L
OFA03
62 SF

ADM CUBADM CUB

2A13H
OFA03
60 SF

ADM CUBADM CUB

2A13M
OFA03
62 SF

ADM CUBADM CUB

2A13D
OFA03
49 SF

ADM CUBADM CUB

2A31
SRS01
109 SF

FRM LIT STORFRM LIT STOR

2A23
OFA02
104 SF

OFF2 SYST
FURN

OFF2 SYST
FURN

2A26
OFA03
104 SF

SHARED OFFSHARED OFF

2A20
OFA02
171 SF

OFF2 SYST
FURN

OFF2 SYST
FURN

2A18
OFA02
119 SF

OFF2 SYST
FURN

OFF2 SYST
FURN

2A16
OFA02
120 SF

OFF2 SYST
FURN

OFF2 SYST
FURN

2A14
OFA02
120 SF

OFF2 SYST
FURN

OFF2 SYST
FURN

2A12
OFA02
120 SF

OFF2 SYST
FURN

OFF2 SYST
FURN

2A10
OFA02
120 SF

OFF2 SYST
FURN

OFF2 SYST
FURN

2A08
OFA02
119 SF

OFF2 SYST
FURN

OFF2 SYST
FURN

2A06
OFA02
119 SF

OFF2 SYST
FURN

OFF2 SYST
FURN

2A04
OFA02
119 SF

OFF2 SYST
FURN

OFF2 SYST
FURN

2A02
OFA02
114 SF

OFF2 SYST
FURN

OFF2 SYST
FURN

2A33
OFA02
109 SF

OFF2 SYST
FURN

OFF2 SYST
FURN

2A35
OFA02
109 SF

OFF2 SYST
FURN

OFF2 SYST
FURN

2A37
OFA02
109 SF

OFF2 SYST
FURN

OFF2 SYST
FURN

2A39
OFA02
109 SF

OFF2 SYST
FURN

OFF2 SYST
FURN

2A41
OFA02
109 SF

OFF2 SYST
FURN

OFF2 SYST
FURN

2A05A
OFA02
122 SF

OFF2 SYST
FURN

OFF2 SYST
FURN

2A05B
OFA02
123 SF

OFF2 SYST
FURN

OFF2 SYST
FURN

2A22
COMC1
123 SF

COMMCOMM

2A34
(NONE)
89 SF

ELEC BCELEC BC

2BST
(NONE)
265 SF

STAIR BSTAIR B

2AST
(NONE)
203 SF

STAIR ASTAIR A

2A11
TLTM2
45 SF

M TLT MULTM TLT MULT

2A99B
(NONE)
540 SF

CORRCORR

2A99F
(NONE)
403 SF

CORRCORR

2A99C
(NONE)
133 SF

CORRCORR

2A99D
(NONE)
98 SF

CORRCORR

2A99E
(NONE)
233 SF

CORRCORR

2A99H
(NONE)
105 SF

CORRCORR

2A05D
OFA02
123 SF

OFF2 SYST
FURN

OFF2 SYST
FURN

2A05C
OFA02
122 SF

OFF2 SYST
FURN

OFF2 SYST
FURN

C

D

E

F

G

12 13

14 15 16 17 18 19 20 21

A

A.9

F.2

11.9

2A44
MRS02
81 SF

REC STOR MV
SHV

REC STOR MV
SHV

2A43
RECP1
89 SF

RECEPRECEP
2A42

WRC01
128 SF

WAIT CHAIRSWAIT CHAIRS
2A58

EXRG2
117 SF

EXAMEXAM

2A60
EXRG2
117 SF

EXAMEXAM

2A62
EXRG2
117 SF

EXAMEXAM

2A68
EXRG2
117 SF

EXAMEXAM

2A70
EXRG2
117 SF

EXAM PROVEXAM PROV

2A72
EXRG2
117 SF

EXAM PROVEXAM PROV
2A99M
40 SF

VESTVEST

2A27
EXRG2
106 SF

EXAM PROVEXAM PROV

2A28
EXRG2
106 SF

EXAM PROVEXAM PROV

2A30A
OFD02
119 SF

EAPEAP

2A73
OFD02
87 SF

PROV OFFPROV OFF

2A71
OFA03
87 SF

RESIDENT
CUB

RESIDENT
CUB

2A69
OFA03
87 SF

RESIDENT
CUB

RESIDENT
CUB

2A54
PEVS1
72 SF

VISION
SCREENING

VISION
SCREENING

2A53
OPEC1
72 SF

EKGEKG

2A52
EXRG4
72 SF

ADLT SCRNADLT SCRN

2A51
EXRG4
72 SF

ADLT SCRNADLT SCRN

2A50
MRS02
153 SF

REC STOR MV
SHV

REC STOR MV
SHV

2A49
SL001
147 SF

ST LNG CONFST LNG CONF

2A65
SRE01
95 SF

EQUIP STOREQUIP STOR

2A67
OFA02
100 SF

RN MGR SYST
FURN

RN MGR SYST
FURN

2A66
OFA02
112 SF

RN OFFRN OFF

2A64
OFA02
106 SF

RN OFFRN OFF

2A30B
OFD02
126 SF

DEPT CHIEF
OFF

DEPT CHIEF
OFF 2A29A

SRE01
21 SF

TRASH HOLD -
PH

TRASH HOLD -
PH

2A29
OFA01
112 SF

PVT OFF
COMD EEO

PVT OFF
COMD EEO

2A99J
(NONE)
267 SF

CORRCORR

2A48
ZAD01
151 SF

AUDIO LABAUDIO LAB

2A47
OFA01
135 SF

CLINIC MGRCLINIC MGR

2A45
EXRG4
64 SF

ADLT SCRNADLT SCRN

2A46
EXRG4
64 SF

ADLT SCRNADLT SCRN

2A99G
(NONE)
571 SF

CORRCORR

11.7

WALL PROTECTION LEGEND

HR-2

HR-1

CR-1

GENERAL NOTES

1. ALL HANDRAILS AND CRASH RAILS SHALL TERMINATE
3" PRIOR TO ALL CORNERS OR DOOR FRAMES.
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WALL PROTECTION PLAN - SECOND FLOOR, AREA A
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2A03
CLR01
209 SF

PAT LIBPAT LIB

2A00
RECP1
90 SF

RECEP / CTRL
OP

RECEP / CTRL
OP

2A42A
WRC01
56 SF

WAIT CHAIRSWAIT CHAIRS

2A02
OFA02
114 SF

OFF2 SYST
FURN

OFF2 SYST
FURN

2B83
JANC1
40 SF

JANJAN

2C25
CRA03
305 SF

CONF LGCONF LG

2C04
TLTU1
53 SF

TLT CMDRTLT CMDR 2C06
TLTU1
53 SF

TLT CMDRTLT CMDR

2B60
OFDC1
113 SF

CHAP OFFCHAP OFF

2B61
OFDC1
122 SF

CHAP OFFCHAP OFF

2B59
OFDC1
122 SF

CHAP OFFCHAP OFF

2B57
OFDC1
121 SF

CHAP OFFCHAP OFF

2B62
OFDC1
124 SF

CHAP OFFCHAP OFF

2B64
OFDC1
123 SF

CHAP OFFCHAP OFF

2B58
CRA01
254 SF

CONF RM/ LIBCONF RM/ LIB

2B74A
WRF01
81 SF

FAM WAITFAM WAIT

2B75E
OFA03
53 SF

REL SP ADM
CUB

REL SP ADM
CUB

2B75D
OFA03
52 SF

REL SP ADM
CUB

REL SP ADM
CUB

2B75B
OFA03
52 SF

REL SP ADM
CUB

REL SP ADM
CUB

2B75A
OFA03
42 SF

REL SP ADM
CUB

REL SP ADM
CUB 2B76

SEC01
107 SF

SECY W/ VSTR
WAIT

SECY W/ VSTR
WAIT

2B74
WRC01
105 SF

WAITWAIT

2B17
WRC01
240 SF

CLIN WAITCLIN WAIT

2B18
RECP1
133 SF

RECEPRECEP

2B28
OFA02
109 SF

ADMIN OFFADMIN OFF
2B26

OFA02
109 SF

ADMIN OFFADMIN OFF
2B24

OFA02
109 SF

ADMIN OFFADMIN OFF

2B22
OFA02
110 SF

ADMIN OFFADMIN OFF

2B32A
OFA03
47 SF

ADM CUBADM CUB

2B32C
OFA03
47 SF

ADM CUBADM CUB

2B31A
OFA03
55 SF

ADM CUBADM CUB

2B49
OFA02
109 SF

CHIEF'S OFFCHIEF'S OFF

2B29
CRA03
355 SF

CONF LGCONF LG

2B18A
SRS01
101 SF

FRM LIT STORFRM LIT STOR

2B30
OFA02
109 SF

NCOIC/ LCPO/
LPO OFF

NCOIC/ LCPO/
LPO OFF

2B56A
MRS01
124 SF

REC STOR
FIXED SHV
REC STOR
FIXED SHV

2B21
TLTU1
48 SF

TLTTLT

2B42
TLTU1
60 SF

TLTTLT

2B31C
OFA03
58 SF

ADM CUBADM CUB

2B32F
OFA03
54 SF

ADM CUBADM CUB

2B19
CRA02
201 SF

CONF RM/
ACTIVITY RM

CONF RM/
ACTIVITY RM

2B27
TLTF1
60 SF

F TLT SNGLF TLT SNGL

2B46
OPMH1
338 SF

GRP THERGRP THER

2B40
TLTM1
60 SF

M TLT SNGLM TLT SNGL

2B37
OFDC1
116 SF

MNTL HLTH
PROV

MNTL HLTH
PROV

2B39
OFDC1
116 SF

MNTL HLTH
PROV

MNTL HLTH
PROV

2B41
OFDC1
116 SF

MNTL HLTH
PROV

MNTL HLTH
PROV

2B43
OFDC1
116 SF

MNTL HLTH
PROV

MNTL HLTH
PROV2B45

OFDC1
116 SF

MNTL HLTH
PROV

MNTL HLTH
PROV

2B47
OFDC1
116 SF

MNTL HLTH
PROV

MNTL HLTH
PROV

2B50
OFDC1
186 SF

MNTL HLTH
PROV

MNTL HLTH
PROV

2B34
OFDC1
112 SF

MNTL HLTH
PROV

MNTL HLTH
PROV

2B51
OFDC1
120 SF

MNTL HLTH
PROV

MNTL HLTH
PROV

2B52
OFDC1
120 SF

MNTL HLTH
PROV

MNTL HLTH
PROV

2B53
OFDC1
119 SF

MNTL HLTH
PROV

MNTL HLTH
PROV

2B54
OFDC1
120 SF

MNTL HLTH
PROV

MNTL HLTH
PROV

2B55
OFDC1
119 SF

MNTL HLTH
PROV

MNTL HLTH
PROV

2B35
OFDC1
107 SF

MNTL HLTH
PROV

MNTL HLTH
PROV

2B36
OFDC1
112 SF

MNTL HLTH
PROV

MNTL HLTH
PROV

2B25
EXRG2
112 SF

PROC/ INTPROC/ INT

2B56
MRS01
124 SF

REC STOR
FIXED SHV
REC STOR
FIXED SHV

2B38
SEC01
112 SF

SECY W/ VSTR
WAIT

SECY W/ VSTR
WAIT

2B12B
OFA03
52 SF

ADM CUBADM CUB

2B12D
OFA03
51 SF

ADM CUBADM CUB

2B12A
OFA03
60 SF

ADM CUBADM CUB

2B12C
OFA03
51 SF

ADM CUBADM CUB

2B08
OFA01
122 SF

ADMIN OFFADMIN OFF

2B01
OFA01
112 SF

ADMIN OFFADMIN OFF

2B04
DAYR1
165 SF

GRP ACTIVITY
RM

GRP ACTIVITY
RM

2B00
RECP3
101 SF

INFO DESKINFO DESK

2B14
SL001
124 SF

ST LNGST LNG
2B02

SRSE1
57 SF

STOR RM
EQUIP/ SHV
STOR RM

EQUIP/ SHV

2B16
CRA03
172 SF

CONF LGCONF LG

2B81
CRA03
283 SF

CONF LGCONF LG

2B86
COMC1
139 SF

COMMCOMM

2B84
(NONE)
49 SF

ELEC BCELEC BC

2B48A
(NONE)
47 SF

ELEC BCELEC BC

2B31B
OFA03
54 SF

ADM CUBADM CUB

2B85
TLTM2
47 SF

M TLT MULTM TLT MULT

2B82
TLTF2
48 SF

F TLT MULTF TLT MULT

2A99K
CLSC1
18 SF

PAT EDU
KIOSK ALC
PAT EDU

KIOSK ALC

2B99A
(NONE)
1060 SF

CORRCORR

2B99B
(NONE)
342 SF

CORRCORR

2B99D
(NONE)
34 SF

CORRCORR

2B99K
(NONE)
357 SF

CORRCORR

2B99C
(NONE)
42 SF

CORRCORR

2B99J
(NONE)
34 SF

CORRCORR

2B99E
(NONE)
405 SF

CORRCORR

2B99G
(NONE)
426 SF

CORRCORR

2B99F
(NONE)
124 SF

CORRCORR

2B99H
(NONE)
246 SF

CORRCORR

2B99L
(NONE)
198 SF

CORRCORR

2B99M
(NONE)
268 SF

CORRCORR

2A99A
LOB01
462 SF

LOBBYLOBBY

2B73
TLTM2
66 SF

M TLT MULTM TLT MULT

2B75C
OFA03
50 SF

REL SP ADM
CUB

REL SP ADM
CUB

2B78A
OFA03
50 SF

STU RELIG
PROG - PH
STU RELIG
PROG - PH

2B06
OFA02
122 SF

ADMIN OFF
DBL OCC - PH

ADMIN OFF
DBL OCC - PH 2B10

OFDC2
122 SF

CONSULTCONSULT

2B13
OFA02
111 SF

ADMIN OFF
DBL OCC - PH

ADMIN OFF
DBL OCC - PH

2B15
OFA02
112 SF

ADMIN OFF
DBL OCC - PH

ADMIN OFF
DBL OCC - PH

2B03
MRS01
110 SF

REC ADMIN
OFF - PH

REC ADMIN
OFF - PH

2B32H
OFA03
57 SF

ADM CUBADM CUB

2B32J
OFA03
63 SF

ADM CUBADM CUB

2B32G
OFA03
52 SF

ADM CUBADM CUB

2B32E
OFA03
47 SF

ADM CUBADM CUB

2B32D
OFA03
52 SF

ADM CUBADM CUB
2B32B
OFA03
52 SF

ADM CUBADM CUB

2B78B
OFA03
48 SF

STU RELIG
PROG - PH
STU RELIG
PROG - PH

?

C

D

E

F

1 2 3 4 5 6 7 8 9 10 11

12

A

A.9

F.2

6.1

11.9

2A42
WRC01
128 SF

WAIT CHAIRSWAIT CHAIRS

2A48
ZAD01
151 SF

AUDIO LABAUDIO LAB

2A47
OFA01
135 SF

CLINIC MGRCLINIC MGR

2A45
EXRG4
64 SF

ADLT SCRNADLT SCRN

11.7

WALL PROTECTION LEGEND

HR-2

HR-1

CR-1

GENERAL NOTES

1. ALL HANDRAILS AND CRASH RAILS SHALL TERMINATE
3" PRIOR TO ALL CORNERS OR DOOR FRAMES.
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2C49M
OFA03
47 SF

HLTH PHY
TECH

HLTH PHY
TECH

2C49H
OFA03
52 SF

HLTH PHY
TECH

HLTH PHY
TECH

2C49D
OFA03
44 SF

HLTH PHY
TECH

HLTH PHY
TECH

2C49L
OFA03
36 SF

HLTH PHY
TECH

HLTH PHY
TECH

2C49C
OFA03
36 SF

HLTH PHY
TECH

HLTH PHY
TECH

2C49K
OFA03
36 SF

HLTH PHY
TECH

HLTH PHY
TECH

2C49B
OFA03
37 SF

HLTH PHY
TECH

HLTH PHY
TECH

2C49J
OFA03
56 SF

HLTH PHY
TECH

HLTH PHY
TECH

2C49A
OFA03
57 SF

HLTH PHY
TECH

HLTH PHY
TECH

2C49E
OFA03
57 SF

HLTH PHY
TECH

HLTH PHY
TECH

2C49G
OFA03
42 SF

HLTH PHY
TECH

HLTH PHY
TECH

2C49F
OFA03
61 SF

HLTH PHY
TECH

HLTH PHY
TECH

2C47
OFA01
111 SF

ADMIN OFF
HLTH PHYS
ADMIN OFF
HLTH PHYS

2C45
OFA01
109 SF

ADMIN OFF
HLTH PHYS
ADMIN OFF
HLTH PHYS

2C43
OFA01
109 SF

ADMIN OFF
HLTH PHYS
ADMIN OFF
HLTH PHYS

2C41
OFA01
109 SF

ADMIN OFF
HLTH PHYS
ADMIN OFF
HLTH PHYS

2C42
RECP1
90 SF

RECEPRECEP

2C51
LBRP1
201 SF

RAD PROT
LAB

RAD PROT
LAB

2C46
JANC1
39 SF

JANJAN

2C25
CRA03
305 SF

CONF LGCONF LG

2C32
RPR01
104 SF

COPYCOPY

2C28
FILE1
47 SF

FILE STORFILE STOR

2C13
OFA01
115 SF

PVT OFF DEP
CMDR SURG
PVT OFF DEP
CMDR SURG

2C14
OFA01
115 SF

PVT OFF DEP
CMDR SURG
PVT OFF DEP
CMDR SURG

2C15
OFA01
114 SF

PVT OFF DEP
CMDR SURG
PVT OFF DEP
CMDR SURG

2C16
OFA01
97 SF

PVT OFF
ACOS PUB

HLTH

PVT OFF
ACOS PUB

HLTH

2C33
OFA01
116 SF

PVT OFF CLIN
SPT ADMIN

PVT OFF CLIN
SPT ADMIN

2C31
OFA01
116 SF

PVT OFF DEPT
MED

PVT OFF DEPT
MED

2C29
OFA01
116 SF

PVT OFF DEPT
MED

PVT OFF DEPT
MED

2C10
OFA01
119 SF

PVT OFF DEPT
SURG

PVT OFF DEPT
SURG

2C11
OFA01
114 SF

PVT OFF DEPT
SURG

PVT OFF DEPT
SURG

2C12
OFA01
115 SF

PVT OFF DEP
CMDR MED

PVT OFF DEP
CMDR MED

2C17
OFA01
113 SF

PVT OFF DEP
CMDR SURG
PVT OFF DEP
CMDR SURG

2C18
OFA01
110 SF

PVT OFF PUB
HLTH ADMIN

SPT

PVT OFF PUB
HLTH ADMIN

SPT

2C19
OFA01
106 SF

PVT OFF PUB
HLTH ADMIN

SPT

PVT OFF PUB
HLTH ADMIN

SPT

2C21
OFA01
109 SF

PVT OFF
COMD EEO

PVT OFF
COMD EEO

2C22
OFA01
112 SF

PVT OFF STD
FURN

PVT OFF STD
FURN

2C20
OFA01
112 SF

PVT OFF STD
FURN

PVT OFF STD
FURN

2C04
TLTU1
53 SF

TLT CMDRTLT CMDR 2C06
TLTU1
53 SF

TLT CMDRTLT CMDR

2C05
WRC01
111 SF

WAITWAIT

2C01
WRC01
65 SF

WAITWAIT

2C02
WRC01
64 SF

WAITWAIT

2C30
OFA01
115 SF

PVT OFF DEPT
MED

PVT OFF DEPT
MED

2C34
OFA01
116 SF

PVT OFF DEPT
MED

PVT OFF DEPT
MED

2C77
OFDC1
121 SF

CHAP OFFCHAP OFF

2C79
OFDC1
128 SF

CHAP OFFCHAP OFF

2C65
OFDC1
122 SF

CHAP OFFCHAP OFF

2C63
OFDC1
120 SF

CHAP OFFCHAP OFF

2C67
OFDC1
122 SF

CHAP OFFCHAP OFF

2B64
OFDC1
123 SF

CHAP OFFCHAP OFF

2C66
OFDC1
127 SF

CHAP OFFCHAP OFF

2C68
OFDC1
134 SF

CHAP OFFCHAP OFF

2C70
OFA02
105 SF

RELIG PROG
SPLST OFF

RELIG PROG
SPLST OFF

2C71
OFA02
105 SF

RELIG PROG
SPLST OFF

RELIG PROG
SPLST OFF 2C72

OFA02
105 SF

RELIG PROG
SPLST OFF

RELIG PROG
SPLST OFF

2C80
OFA02
101 SF

RELIG PROG
SPLST OFF

RELIG PROG
SPLST OFF

2B75E
OFA03
53 SF

REL SP ADM
CUB

REL SP ADM
CUB

2B75D
OFA03
52 SF

REL SP ADM
CUB

REL SP ADM
CUB

2B12C
OFA03
51 SF

ADM CUBADM CUB

2C37
OFA01
104 SF

ADMIN OFFADMIN OFF

2C09
CLR01
696 SF

CLRM TABLE
W/ CHAIR

CLRM TABLE
W/ CHAIR

2C07
SRS01
96 SF

STOR SHVSTOR SHV

2C38
(NONE)
64 SF

ELEC BCELEC BC
2C36

TLTM2
58 SF

M TLT MULTM TLT MULT

2C44
TLTF2
58 SF

F TLT MULTF TLT MULT

DUTY ROOM -
PH

2C692C69

2C99A
BX001
101 SF

CORRCORR

2B99M
(NONE)
268 SF

CORRCORR

2C99N
(NONE)
197 SF

CORRCORR

2C99B
(NONE)
172 SF

CORRCORR

2C99C
(NONE)
382 SF

CORRCORR

2C99D
(NONE)
246 SF

CORRCORR

2C35D
OFA03
49 SF

AC COMD HCA
RES

AC COMD HCA
RES

2C35M
OFA03
49 SF

AC COMD HCA
RES

AC COMD HCA
RES

2C35H
OFA03
88 SF

AC COMD URIAC COMD URI

2C35R
OFA03
49 SF

AC COMD HCA
RES

AC COMD HCA
RES

2C35Q
OFA03
49 SF

AC DEPT
SURG

AC DEPT
SURG

2C35P
OFA03
48 SF

AC DEPT
SURG

AC DEPT
SURG

2C35G
OFA03
81 SF

AC DEPT
SURG

AC DEPT
SURG

2C35F
OFA03
72 SF

AC DEPT
SURG

AC DEPT
SURG

2C35N
OFA03
49 SF

AC DEPT
SURG

AC DEPT
SURG

2C35C
OFA03
49 SF

AC DEP CMDR
MED

AC DEP CMDR
MED

2C35E
OFA03
73 SF

AC DEP CMDR
MED

AC DEP CMDR
MED

2C35B
OFA03
56 SF

AC DEP CMDR
MED

AC DEP CMDR
MED

2C35L
OFA03
48 SF

AC DEP CMDR
MED

AC DEP CMDR
MED

2C35K
OFA03
48 SF

AC TBI
ORTHO/

REHAB SPT

AC TBI
ORTHO/

REHAB SPT 2C35J
OFA03
49 SF

AC TBI
ORTHO/

REHAB SPT

AC TBI
ORTHO/

REHAB SPT

2C35A
OFA03
50 SF

AC TBI
ORTHO/

REHAB SPT

AC TBI
ORTHO/

REHAB SPT

2C50
LBRP1
195 SF

ANL COUNT
RM - PH

ANL COUNT
RM - PH

2C00
OFA02
114 SF

OFF1 SYST
FURN

OFF1 SYST
FURN

2B78A
OFA03
50 SF

STU RELIG
PROG - PH
STU RELIG
PROG - PH

2C03
WRCH1
199 SF

MIL TEST - PHMIL TEST - PH

2C03A
SRE01
56 SF

EQUIP STOREQUIP STOR

2C05A
WRCH1
100 SF

CIV TEST - PHCIV TEST - PH

2C05B
SRE01
50 SF

EQUIP STOREQUIP STOR

2C08
OFA02
116 SF

ADMIN OFF
DBL OCC - PH

ADMIN OFF
DBL OCC - PH

2B78B
OFA03
48 SF

STU RELIG
PROG - PH
STU RELIG
PROG - PH

2C23
OFA01
110 SF

PVT OFF STD
FURN

PVT OFF STD
FURN

2C24
OFA01
106 SF

PVT OFF STD
FURN

PVT OFF STD
FURN

2C26
OFA01
67 SF

PVT OFF STD
FURN

PVT OFF STD
FURN

2C27B
OFA03
45 SF

AC DEPT
SURG

AC DEPT
SURG

2C27A
OFA03
45 SF

AC DEPT
SURG

AC DEPT
SURG

?

STAFF
LOUNGE

2C49P2C49P

ADMINISTRATIVE
CUBICLE,
HEALTH

PHYSICISTS
TECHNICIAN

2C49N2C49N

CORRIDOR,
BUILDING
COMMON

2C99E2C99E

F

G

H

J

K

L

M

N

P

Q

R

S

1 12

F.2

6.1 11.9

2C39
SRE01
98 SF

EQUIP STOREQUIP STOR

11.7

WALL PROTECTION LEGEND

HR-2

HR-1

CR-1

GENERAL NOTES

1. ALL HANDRAILS AND CRASH RAILS SHALL TERMINATE
3" PRIOR TO ALL CORNERS OR DOOR FRAMES.
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INTERIOR FINISH CODE LEGEND

ACOUSTICAL CEILING TILE

CARPET TILE

GYPSUM

PAINT

PORCELAIN TILE, BASE

PORCELAIN TILE, FLOOR

RUBBER BASE

STATIC DISSIPATIVE SHEET
RUBBER FLOORING AND BASE

ACT

CPT

GYP

PT

PTB

PTF

RB

RF

SHEET VINYLSV

VINYL COMPOSITION TILEVCT

GENERAL FINISH NOTES

1. INTERIOR FINISH SELECTIONS CAN BE FOUND IN SECTION
09 06 90 COLOR SCHEDULE.

2. ALL NOTATIONS USE PLAN NORTH FOR DESIGNATION.
3. ALL WALLS TO BE PRE-DECORATED GYPSUM BOARD, AS

SPECIFIED.
4. ALL PTB TO RECEIVE BRUSHED STAINLESS STEEL TRIM AT

TOP FOR FINISHED EDGE TREATMENT. SEE SHEET AI-510,
DETAIL B3.

5. ALL TILE, FLOOR TO BASE INSTALLATIONS, TO RECEIVE
BRUSHED STAINLESS STEEL COVE TRIM AS SPECIFIED. SEE
SHEET AI-510, DETAIL B1.

6. REFER TO AC-SERIES DRAWINGS FOR EXTENT OF GYPSUM
CEILING AND SOFFITS.

7. THE FACE OF ALL GYPSUM SOFFITS TO BE PAINTED WITH
PT-2, SEE REFLECTED CEILING PLANS FOR MORE DETAIL.

8. FOR FLOORING TRANSITIONS, REFER TO AI-510.
9. TILE FLOORING IN SHOWER DRESSING AREA ONLY, PRE-

FABRICATED SHOWER PANS TO BE INSTALLED PER
SPECIFICATION.
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ROOM FINISH SCHEDULE - LEVEL 1

DEPARTMENT NO. NAME

FLOOR WALLS CEILING

NOTESFINISH BASE

NORTH EAST SOUTH WEST

FINISHFINISH FINISH FINISH FINISH

7 - VISION SERVICES TEMP V3 1B12A ADM CUB VCT-1 RB-1 -- -- -- -- ACT-4

7 - VISION SERVICES TEMP V3 1B12B ADM CUB VCT-1 RB-1 -- -- -- -- ACT-4

7 - VISION SERVICES TEMP V3 1B12C ADM CUB VCT-1 RB-1 -- -- -- -- ACT-4

7 - VISION SERVICES TEMP V3 1B12D ADM CUB VCT-1 RB-1 -- -- -- -- ACT-4

7 - VISION SERVICES TEMP V3 1B12E ADM CUB VCT-1 RB-1 -- -- -- -- ACT-4

7 - VISION SERVICES TEMP V3 1B12F ADM CUB VCT-1 RB-1 -- -- -- -- ACT-4

7 - VISION SERVICES TEMP V3 1B12G ADM CUB VCT-1 RB-1 -- -- -- -- ACT-4

7 - VISION SERVICES TEMP V3 1B12H ADM CUB VCT-1 RB-1 -- -- -- -- ACT-4

7 - VISION SERVICES TEMP V3 1B12J ADM CUB VCT-1 RB-1 -- -- -- -- ACT-4

7 - VISION SERVICES TEMP V3 1B12K ADM CUB VCT-1 RB-1 -- -- -- -- ACT-4

7 - VISION SERVICES TEMP V3 1B13 ADMIN OFF VCT-1 RB-1 -- -- -- -- ACT-1

7 - VISION SERVICES TEMP V3 1B14 ADMIN OFF VCT-1 RB-1 -- -- -- -- ACT-1

7 - VISION SERVICES TEMP V3 1B15 PROV OFF ARMY VCT-1 RB-1 -- -- -- -- ACT-1

7 - VISION SERVICES TEMP V3 1B16 PROV OFF ARMY VCT-1 RB-1 -- -- -- -- ACT-1

7 - VISION SERVICES TEMP V3 1B17 PROV OFF ARMY VCT-1 RB-1 -- -- -- -- ACT-1

7 - VISION SERVICES TEMP V3 1B18 NCOIC/ LPO OFF VCT-1 RB-1 -- -- -- -- ACT-1

7 - VISION SERVICES TEMP V3 1B19 OPT/ TECH WK VCT-1 RB-1 -- -- -- -- ACT-4

7 - VISION SERVICES TEMP V3 1B20 COUNS CPT-1 RB-2 -- -- -- -- ACT-1

0 - BUILDING COMMON 1B21 ELEC BC VCT-1 RB-1 -- -- -- -- ACT-3

7 - VISION SERVICES TEMP V3 1B22 VIS SCRN VCT-1 RB-1 -- -- -- -- ACT-1

7 - VISION SERVICES TEMP V3 1B23 VIS SCRN VCT-1 RB-1 -- -- -- -- ACT-1

7 - VISION SERVICES TEMP V3 1B24 VIS SCRN VCT-1 RB-1 -- -- -- -- ACT-1

7 - VISION SERVICES TEMP V3 1B25 VIS FIELD VCT-1 RB-1 -- -- -- -- ACT-1

7 - VISION SERVICES TEMP V3 1B26 VIS FIELD VCT-1 RB-1 -- -- -- -- ACT-1

7 - VISION SERVICES TEMP V3 1B27 EYE LANE FLD ELEC VCT-1 RB-1 -- -- -- -- ACT-1

7 - VISION SERVICES TEMP V3 1B28 CLIN WAIT VCT-2 RB-1 -- -- -- -- ACT-4

7 - VISION SERVICES TEMP V3 1B29 EYE LANE FLD ELEC VCT-1 RB-1 -- -- -- -- ACT-1

10 - PUBLIC TEMP V3 1B30 M TLT MULT PTF-1 PTB-1 -- -- -- -- GYP/PT-6

7 - VISION SERVICES TEMP V3 1B31 EYE LANE FLD ELEC VCT-1 RB-1 -- -- -- -- ACT-1

7 - VISION SERVICES TEMP V3 1B32 CONT LENS FIT/ DISP VCT-1 RB-1 -- -- -- -- ACT-1

7 - VISION SERVICES TEMP V3 1B32A EQUIP STOR VCT-1 RB-1 -- -- -- -- ACT-3

10 - PUBLIC TEMP V3 1B34 PAT EDU KIOSK ALC VCT-1/VCT-2 RB-1 -- -- -- -- ACT-4

7 - VISION SERVICES TEMP V3 1B36 CLIN WAIT VCT-2 RB-1 -- -- -- -- ACT-4

7 - VISION SERVICES TEMP V3 1B37 RECEP VCT-1 RB-1 -- -- -- -- ACT-1

7 - VISION SERVICES TEMP V3 1B38 OPT/ TECH WK VCT-1 RB-1 -- -- -- -- ACT-1

7 - VISION SERVICES TEMP V3 1B39 FUNDUS CAMER RM VCT-1 RB-1 -- -- -- -- ACT-1

7 - VISION SERVICES TEMP V3 1B40 EYE LANE FLD ELEC VCT-1 RB-1 -- -- -- -- ACT-1

7 - VISION SERVICES TEMP V3 1B41 EYE LANE FLD ELEC VCT-1 RB-1 -- -- -- -- ACT-1

7 - VISION SERVICES TEMP V3 1B42 EYE LANE FLD ELEC VCT-1 RB-1 -- -- -- -- ACT-1

7 - VISION SERVICES TEMP V3 1B43 EYE LANE FLD ELEC VCT-1 RB-1 -- -- -- -- ACT-1

7 - VISION SERVICES TEMP V3 1B44 EYE LANE FLD ELEC VCT-1 RB-1 -- -- -- -- ACT-1

7 - VISION SERVICES TEMP V3 1B45 CLIN WAIT VCT-2 RB-1 -- -- -- -- ACT-4

7 - VISION SERVICES TEMP V3 1B46 EYE LANE FLD ELEC VCT-1 RB-1 -- -- -- -- ACT-1

7 - VISION SERVICES TEMP V3 1B47 EYE LANE FLD ELEC VCT-1 RB-1 -- -- -- -- ACT-1

7 - VISION SERVICES TEMP V3 1B48 EYE LANE FLD ELEC VCT-1 RB-1 -- -- -- -- ACT-1

7 - VISION SERVICES TEMP V3 1B49 EYE LANE FLD ELEC VCT-1 RB-1 -- -- -- -- ACT-1

10 - PUBLIC TEMP V3 1B50 M TLT MULT PTF-1 PTB-1 -- -- -- -- GYP/PT-6

0 - BUILDING COMMON 1B50A WATER SVC BC VCT-1 RB-1 -- -- -- -- EXPO

7 - VISION SERVICES TEMP V3 1B51 EYEGLASS FITTING & DISP VCT-1 RB-1 -- -- -- -- ACT-1

7 - VISION SERVICES TEMP V3 1B52 EYE OPT FAB - PH VCT-1 RB-1 -- -- -- -- ACT-1

7 - VISION SERVICES TEMP V3 1B78A ADM CUB VCT-1 RB-1 -- -- -- -- ACT-4

7 - VISION SERVICES TEMP V3 1B78B ADM CUB VCT-1 RB-1 -- -- -- -- ACT-4

7 - VISION SERVICES TEMP V3 1B78C ADM CUB VCT-1 RB-1 -- -- -- -- ACT-4

7 - VISION SERVICES TEMP V3 1B79 COUNS CPT-1 RB-2 -- -- -- -- ACT-1

7 - VISION SERVICES TEMP V3 1B80 ADMIN OFF SYST FURN VCT-1 RB-1 -- -- -- -- ACT-1

7 - VISION SERVICES TEMP V3 1B81A RES CUB VCT-1 RB-1 -- -- -- -- ACT-4

7 - VISION SERVICES TEMP V3 1B81B RES CUB VCT-1 RB-1 -- -- -- -- ACT-4

7 - VISION SERVICES TEMP V3 1B81C RES CUB VCT-1 RB-1 -- -- -- -- ACT-4

7 - VISION SERVICES TEMP V3 1B81D RES CUB VCT-1 RB-1 -- -- -- -- ACT-4

ROOM FINISH SCHEDULE - LEVEL 1

DEPARTMENT NO. NAME

FLOOR WALLS CEILING

NOTESFINISH BASE

NORTH EAST SOUTH WEST

FINISHFINISH FINISH FINISH FINISH

8 - PASTORAL CARE TEMP V3 1A00 CHAPEL CPT-1 RB-2 -- -- -- -- ACT-1

8 - PASTORAL CARE TEMP V3 1A00A ALTAR CPT-1 RB-2 -- -- -- -- ACT-1

8 - PASTORAL CARE TEMP V3 1A00C STOR CPT-1 RB-2 -- -- -- -- ACT-3

12 - WARRIOR CLINIC TEMP V3 1A01 WAIT CHAIRS VCT-1 RB-1 -- -- -- -- ACT-1

12 - WARRIOR CLINIC TEMP V3 1A02 RECEP / CTRL OP VCT-1 RB-1 -- -- -- -- ACT-1

12 - WARRIOR CLINIC TEMP V3 1A02A APPT CLK CUB VCT-1 RB-1 -- -- -- -- ACT-1

12 - WARRIOR CLINIC TEMP V3 1A02B FRM LIT STOR VCT-1 RB-1 -- -- -- -- ACT-1

12 - WARRIOR CLINIC TEMP V3 1A04 ADLT SCRN VTL SIGNS VCT-1 RB-1 -- -- -- -- ACT-1

12 - WARRIOR CLINIC TEMP V3 1A05 ADLT SCRN VTL SIGNS VCT-1 RB-1 -- -- -- -- ACT-1

12 - WARRIOR CLINIC TEMP V3 1A06 EXAM VCT-1 RB-1 -- -- -- -- ACT-1

12 - WARRIOR CLINIC TEMP V3 1A07 EXAM VCT-1 RB-1 -- -- -- -- ACT-1

12 - WARRIOR CLINIC TEMP V3 1A08 CLN UTIL VCT-1 RB-1 -- -- -- -- ACT-3

12 - WARRIOR CLINIC TEMP V3 1A10 EXAM VCT-1 RB-1 -- -- -- -- ACT-1

12 - WARRIOR CLINIC TEMP V3 1A11 EXAM VCT-1 RB-1 -- -- -- -- ACT-1

12 - WARRIOR CLINIC TEMP V3 1A12 EXAM VCT-1 RB-1 -- -- -- -- ACT-1

12 - WARRIOR CLINIC TEMP V3 1A13 EXAM VCT-1 RB-1 -- -- -- -- ACT-1

12 - WARRIOR CLINIC TEMP V3 1A14 EXAM VCT-1 RB-1 -- -- -- -- ACT-1

12 - WARRIOR CLINIC TEMP V3 1A15 EXAM VCT-1 RB-1 -- -- -- -- ACT-1

12 - WARRIOR CLINIC TEMP V3 1A16 OFF1 SYST FURN VCT-1 RB-1 -- -- -- -- ACT-1

12 - WARRIOR CLINIC TEMP V3 1A17 SHARED OFF VCT-1 RB-1 -- -- -- -- ACT-1

12 - WARRIOR CLINIC TEMP V3 1A18 OFF RN MGR SYST FURN VCT-1 RB-1 -- -- -- -- ACT-1

12 - WARRIOR CLINIC TEMP V3 1A20 ADVICE RN OFF SYST FURN VCT-1 RB-1 -- -- -- -- ACT-1

12 - WARRIOR CLINIC TEMP V3 1A21 SOIL UTIL SV-1 SV-1 -- -- -- -- ACT-2

12 - WARRIOR CLINIC TEMP V3 1A22 PROV OFF VCT-1 RB-1 -- -- -- -- ACT-1

12 - WARRIOR CLINIC TEMP V3 1A23 EQUIP STOR VCT-1 RB-1 -- -- -- -- ACT-3

12 - WARRIOR CLINIC TEMP V3 1A24 PROV OFF VCT-1 RB-1 -- -- -- -- ACT-1

12 - WARRIOR CLINIC TEMP V3 1A26 EXAM VCT-1 RB-1 -- -- -- -- ACT-1

12 - WARRIOR CLINIC TEMP V3 1A28 EXAM VCT-1 RB-1 -- -- -- -- ACT-1

12 - WARRIOR CLINIC TEMP V3 1A30 PROV OFF VCT-1 RB-1 -- -- -- -- ACT-1

12 - WARRIOR CLINIC TEMP V3 1A32 SHARED OFF VCT-1 RB-1 -- -- -- -- ACT-1

12 - WARRIOR CLINIC TEMP V3 1A33 CONF RM/ LNG CPT-1 RB-2 -- -- -- -- ACT-1

12 - WARRIOR CLINIC TEMP V3 1A35 PAT TLT PTF-1 PTB-1 -- -- -- -- GYP/PT-6

12 - WARRIOR CLINIC TEMP V3 1A37 PAT TLT PTF-1 PTB-1 -- -- -- -- GYP/PT-6

12 - WARRIOR CLINIC TEMP V3 1A38 RN WK RM SV-1 SV-1 -- -- -- -- ACT-2

12 - WARRIOR CLINIC TEMP V3 1A38A MED RM SV-1 SV-1 -- -- -- -- ACT-2

12 - WARRIOR CLINIC TEMP V3 1A38B CC ALC SV-1 SV-1 -- -- -- -- ACT-2

12 - WARRIOR CLINIC TEMP V3 1A39 TREAT SV-1 SV-1 -- -- -- -- ACT-2

12 - WARRIOR CLINIC TEMP V3 1A40 TREAT SV-1 SV-1 -- -- -- -- ACT-2

12 - WARRIOR CLINIC TEMP V3 1A41 TREAT SV-1 SV-1 -- -- -- -- ACT-2

12 - WARRIOR CLINIC TEMP V3 1A42 TREAT SV-1 SV-1 -- -- -- -- ACT-2

12 - WARRIOR CLINIC TEMP V3 1A43 PROC TLT PTF-1 PTB-1 -- -- -- -- GYP/PT-6

4 - LOGISTICS TEMP 3 1A44 JAN VCT-1 RB-1 -- -- -- -- GYP/PT-6

8 - PASTORAL CARE TEMP V3 1A45 SACRISTY ST VCT-1 RB-1 -- -- -- -- ACT-3

0 - BUILDING COMMON 1A46 ELEC BC VCT-1 RB-1 -- -- -- -- ACT-3

10 - PUBLIC TEMP V3 1A47 CN LKR RM CHNG AREA PTF-1 PTB-1 -- -- -- -- GYP/PT-6

10 - PUBLIC TEMP V3 1A47A TLT PTF-1 PTB-1 -- -- -- -- GYP/PT-6

10 - PUBLIC TEMP V3 1A47B TLT PTF-1 PTB-1 -- -- -- -- GYP/PT-6

10 - PUBLIC TEMP V3 1A47C SHWR PTF-1 PTB-1 -- -- -- -- GYP/PT-6 SEE NOTE 7

10 - PUBLIC TEMP V3 1A47D SHWR PTF-1 PTB-1 -- -- -- -- GYP/PT-6 SEE NOTE 7

10 - PUBLIC TEMP V3 1A48 CN LKR RM CHNG AREA PTF-1 PTB-1 -- -- -- -- GYP/PT-6

10 - PUBLIC TEMP V3 1A48A TLT PTF-1 PTB-1 -- -- -- -- GYP/PT-6

10 - PUBLIC TEMP V3 1A48B TLT PTF-1 PTB-1 -- -- -- -- GYP/PT-6

10 - PUBLIC TEMP V3 1A48C SHWR PTF-1 PTB-1 -- -- -- -- GYP/PT-6 SEE NOTE 7

10 - PUBLIC TEMP V3 1A48D SHWR PTF-1 PTB-1 -- -- -- -- GYP/PT-6 SEE NOTE 7

4 - LOGISTICS TEMP 3 1A50 EQUIP STOR VCT-1 RB-1 -- -- -- -- ACT-3

4 - LOGISTICS TEMP 3 1A50A STOR SHV VCT-1 RB-1 -- -- -- -- ACT-3

4 - LOGISTICS TEMP 3 1A50B EQUIP STOR VCT-1 RB-1 -- -- -- -- ACT-3

4 - LOGISTICS TEMP 3 1A51 TRASH HLD-PH VCT-1 RB-1 -- -- -- -- ACT-3

4 - LOGISTICS TEMP 3 1A52 STOR RM EQUIP/ SHV VCT-1 RB-1 -- -- -- -- ACT-3

4 - LOGISTICS TEMP 3 1A53A ADM CUB VCT-1 RB-1 -- -- -- -- ACT-4

4 - LOGISTICS TEMP 3 1A53B ADM CUB VCT-1 RB-1 -- -- -- -- ACT-4

4 - LOGISTICS TEMP 3 1A54 EQUIP HOLD VCT-1 RB-1 -- -- -- -- ACT-3

13 - INFORMATION MANAGEMENT
TEMP V3

1A56 COMM VCT-1 RB-1 -- -- -- -- ACT-3

0 - BUILDING COMMON 1A58 PLUMB BC VCT-1 RB-1 -- -- -- -- ACT-3

0 - BUILDING COMMON 1A99A VEST BC VCT-1 RB-1 -- -- -- -- ACT-4

10 - PUBLIC TEMP V3 1A99B LOBBY VCT-1/VCT-2 RB-1 -- -- -- -- ACT-4

10 - PUBLIC TEMP V3 1A99C PAT EDU KIOSK ALC VCT-1/VCT-2 RB-1 -- -- -- -- ACT-4

0 - BUILDING COMMON 1A99D CORR VCT-1/VCT-2 RB-1 -- -- -- -- ACT-4

0 - BUILDING COMMON 1A99E CORR VCT-1/VCT-2 RB-1 -- -- -- -- ACT-4

0 - BUILDING COMMON 1A99F CORR VCT-1/VCT-2 RB-1 -- -- -- -- ACT-4

0 - BUILDING COMMON 1A99G CORR SV-1 SV-1 -- -- -- -- ACT-2

0 - BUILDING COMMON 1A99H CORR VCT-1/VCT-2 RB-1 -- -- -- -- ACT-4

0 - BUILDING COMMON 1A99J CORR VCT-1/VCT-2 RB-1 -- -- -- -- ACT-4

0 - BUILDING COMMON 1A99K CORR VCT-1/VCT-2 RB-1 -- -- -- -- ACT-3

0 - BUILDING COMMON 1A99L CORR VCT-1/VCT-2 RB-1 -- -- -- -- ACT-4

0 - BUILDING COMMON 1A99M VEST BC VCT-1 RB-1 -- -- -- -- ACT-3

0 - BUILDING COMMON 1AST STAIR A -- -- -- -- -- -- --

10 - PUBLIC TEMP V3 1B00 WAIT VCT-1 RB-1 -- -- -- -- ACT-4

10 - PUBLIC TEMP V3 1B01 F TLT MULT PTF-1 PTB-1 -- -- -- -- GYP/PT-6

10 - PUBLIC TEMP V3 1B02 FOOD KIOSK-PH VCT-1 RB-1 -- -- -- -- ACT-4

10 - PUBLIC TEMP V3 1B03 M TLT MULT PTF-1 PTB-1 -- -- -- -- GYP/PT-6

7 - VISION SERVICES TEMP V3 1B04 RECEP VCT-1 RB-1 -- -- -- -- ACT-1

7 - VISION SERVICES TEMP V3 1B05 FAM WAIT VCT-1 RB-1 -- -- -- -- ACT-4

4 - LOGISTICS TEMP 3 1B06 JAN VCT-1 RB-1 -- -- -- -- GYP/PT-6

0 - BUILDING COMMON 1B07 ELEV MACH VCT-1 RB-1 -- -- -- -- ACT-3

7 - VISION SERVICES TEMP V3 1B08 CONF SM CPT-1 RB-2 -- -- -- -- ACT-1

7 - VISION SERVICES TEMP V3 1B09A ADM CUB VCT-1 RB-1 -- -- -- -- ACT-4

7 - VISION SERVICES TEMP V3 1B09B ADM CUB VCT-1 RB-1 -- -- -- -- ACT-4

7 - VISION SERVICES TEMP V3 1B09C ADM CUB VCT-1 RB-1 -- -- -- -- ACT-4

7 - VISION SERVICES TEMP V3 1B09D ADM CUB VCT-1 RB-1 -- -- -- -- ACT-4

7 - VISION SERVICES TEMP V3 1B09E ADM CUB VCT-1 RB-1 -- -- -- -- ACT-4

7 - VISION SERVICES TEMP V3 1B09F ADM CUB VCT-1 RB-1 -- -- -- -- ACT-4

7 - VISION SERVICES TEMP V3 1B09G ADM CUB VCT-1 RB-1 -- -- -- -- ACT-4

7 - VISION SERVICES TEMP V3 1B09H ADM CUB VCT-1 RB-1 -- -- -- -- ACT-4

7 - VISION SERVICES TEMP V3 1B09J ADM CUB VCT-1 RB-1 -- -- -- -- ACT-4

7 - VISION SERVICES TEMP V3 1B10 CONSULT CPT-1 RB-2 -- -- -- -- ACT-1

7 - VISION SERVICES TEMP V3 1B11 ADMIN OFF VCT-1 RB-1 -- -- -- -- ACT-1

SYM DESCRIPTION DATE

65% SUBMISSION 04/26/13

65% VE SUBMISSION 11/25/13

100% FINAL DESIGN
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02/14/14

FINAL CORRECTED
SET

03/26/14



GENERAL FINISH NOTES

1. INTERIOR FINISH SELECTIONS CAN BE FOUND IN SECTION
09 06 90 COLOR SCHEDULE.

2. ALL NOTATIONS USE PLAN NORTH FOR DESIGNATION.
3. ALL WALLS TO BE PRE-DECORATED GYPSUM BOARD, AS

SPECIFIED.
4. ALL PTB TO RECEIVE BRUSHED STAINLESS STEEL TRIM AT

TOP FOR FINISHED EDGE TREATMENT. SEE SHEET AI-510,
DETAIL B3.

5. ALL TILE, FLOOR TO BASE INSTALLATIONS, TO RECEIVE
BRUSHED STAINLESS STEEL COVE TRIM AS SPECIFIED. SEE
SHEET AI-510, DETAIL B1.

6. REFER TO AC-SERIES DRAWINGS FOR EXTENT OF GYPSUM
CEILING AND SOFFITS.

7. THE FACE OF ALL GYPSUM SOFFITS TO BE PAINTED WITH
PT-2, SEE REFLECTED CEILING PLANS FOR MORE DETAIL.

8. FOR FLOORING TRANSITIONS, REFER TO AI-510.
9. TILE FLOORING IN SHOWER DRESSING AREA ONLY, PRE-

FABRICATED SHOWER PANS TO BE INSTALLED PER
SPECIFICATION.
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ROOM FINISH SCHEDULE - LEVEL 1 CONT.

DEPARTMENT NO. NAME

FLOOR WALLS CEILING

NOTESFINISH BASE

NORTH EAST SOUTH WEST

FINISHFINISH FINISH FINISH FINISH

7 - VISION SERVICES TEMP V3 1C87 ADMIN OFF SYST FURN VCT-1 RB-1 -- -- -- -- ACT-1

7 - VISION SERVICES TEMP V3 1C88 ADMIN OFF SYST FURN VCT-1 RB-1 -- -- -- -- ACT-1

7 - VISION SERVICES TEMP V3 1C89 ADMIN OFF SYST FURN VCT-1 RB-1 -- -- -- -- ACT-1

7 - VISION SERVICES TEMP V3 1C90 ADMIN OFF SYST FURN VCT-1 RB-1 -- -- -- -- ACT-1

0 - BUILDING COMMON 1C99A CORR VCT-1/VCT-2 RB-1 -- -- -- -- ACT-4

0 - BUILDING COMMON 1C99B CORR VCT-1/VCT-2 RB-1 -- -- -- -- ACT-4

0 - BUILDING COMMON 1C99C CORR VCT-1 RB-1 -- -- -- -- ACT-4

0 - BUILDING COMMON 1C99D CORR VCT-1 RB-1 -- -- -- -- ACT-4

0 - BUILDING COMMON 1C99E CORR VCT-1 RB-1 -- -- -- -- ACT-4

0 - BUILDING COMMON 1C99F CORR VCT-1 RB-1 -- -- -- -- ACT-4

0 - BUILDING COMMON 1C99G CORR VCT-1 RB-1 -- -- -- -- ACT-4

0 - BUILDING COMMON 1C99H CORR VCT-1 RB-1 -- -- -- -- ACT-4

0 - BUILDING COMMON 1CST STAIR C -- -- -- -- -- -- --

10 - PUBLIC TEMP V3 1D00 CONF LG CPT-1 RB-2 -- -- -- -- ACT-1

7 - VISION SERVICES TEMP V3 1D01A TECH CUB VCT-1 RB-1 -- -- -- -- ACT-1

7 - VISION SERVICES TEMP V3 1D01B TECH CUB VCT-1 RB-1 -- -- -- -- ACT-1

7 - VISION SERVICES TEMP V3 1D01C TECH CUB VCT-1 RB-1 -- -- -- -- ACT-1

7 - VISION SERVICES TEMP V3 1D01D TECH CUB VCT-1 RB-1 -- -- -- -- ACT-1

7 - VISION SERVICES TEMP V3 1D02 TREAT/ EXAM SV-1 SV-1 -- -- -- -- ACT-2

7 - VISION SERVICES TEMP V3 1D04 TREAT/ EXAM SV-1 SV-1 -- -- -- -- ACT-2

7 - VISION SERVICES TEMP V3 1D05 EQUIP STOR VCT-1 RB-1 -- -- -- -- ACT-3

7 - VISION SERVICES TEMP V3 1D06 EVAL VCT-1 RB-1 -- -- -- -- ACT-1

7 - VISION SERVICES TEMP V3 1D07 FULL L EYE LANE VCT-1 RB-1 -- -- -- -- ACT-1

7 - VISION SERVICES TEMP V3 1D08 SUB-WAIT VCT-2 RB-1 -- -- -- -- ACT-4

7 - VISION SERVICES TEMP V3 1D09 FULL L EYE LANE VCT-1 RB-1 -- -- -- -- ACT-1

0 - BUILDING COMMON 1D10 MECH AHU VCT-1 RB-1 -- -- -- -- EXPO

7 - VISION SERVICES TEMP V3 1D11 FULL L EYE LANE VCT-1 RB-1 -- -- -- -- ACT-1

7 - VISION SERVICES TEMP V3 1D12 EQUIP STOR VCT-1 RB-1 -- -- -- -- ACT-3

7 - VISION SERVICES TEMP V3 1D13 FULL L EYE LANE VCT-1 RB-1 -- -- -- -- ACT-1

7 - VISION SERVICES TEMP V3 1D14 SOIL UTIL SV-1 SV-1 -- -- -- -- ACT-2

7 - VISION SERVICES TEMP V3 1D15 FULL L EYE LANE VCT-1 RB-1 -- -- -- -- ACT-1

7 - VISION SERVICES TEMP V3 1D16 CHNG LKR RM VCT-1 RB-1 -- -- -- -- GYP/PT-6

7 - VISION SERVICES TEMP V3 1D17 CHNG LKR RM VCT-1 RB-1 -- -- -- -- GYP/PT-6

7 - VISION SERVICES TEMP V3 1D18 EQUIP STOR VCT-1 RB-1 -- -- -- -- ACT-3

7 - VISION SERVICES TEMP V3 1D20 WAIT VCT-2 RB-1 -- -- -- -- ACT-4

7 - VISION SERVICES TEMP V3 1D22 ADMIN OFF VCT-1 RB-1 -- -- -- -- ACT-1

7 - VISION SERVICES TEMP V3 1D24 ADMIN OFF VCT-1 RB-1 -- -- -- -- ACT-1

7 - VISION SERVICES TEMP V3 1D25 TREAT RM - PH SV-1 SV-1 -- -- -- -- ACT-2

7 - VISION SERVICES TEMP V3 1D26 ADMIN OFF VCT-1 RB-1 -- -- -- -- ACT-1

7 - VISION SERVICES TEMP V3 1D27 PRK/ LASIK SV-1 SV-1 -- -- -- -- ACT-2

7 - VISION SERVICES TEMP V3 1D28 PREP/POST OP VCT-1 RB-1 -- -- -- -- ACT-2

7 - VISION SERVICES TEMP V3 1D29 PRK/ LASIK SV-1 SV-1 -- -- -- -- ACT-2

7 - VISION SERVICES TEMP V3 1D30 MED RM SV-1 SV-1 -- -- -- -- ACT-2

7 - VISION SERVICES TEMP V3 1D31 SUB STER SV-1 SV-1 -- -- -- -- ACT-2

0 - BUILDING COMMON 1D32 ELEC BC VCT-1 RB-1 -- -- -- -- ACT-3

7 - VISION SERVICES TEMP V3 1D91 ADMIN OFF SYST FURN VCT-1 RB-1 -- -- -- -- ACT-1

7 - VISION SERVICES TEMP V3 1D93 ADMIN OFF SYST FURN VCT-1 RB-1 -- -- -- -- ACT-1

7 - VISION SERVICES TEMP V3 1D94 ADMIN OFF SYST FURN VCT-1 RB-1 -- -- -- -- ACT-1

7 - VISION SERVICES TEMP V3 1D95 ADMIN OFF SYST FURN VCT-1 RB-1 -- -- -- -- ACT-1

7 - VISION SERVICES TEMP V3 1D96 ADMIN OFF SYST FURN VCT-1 RB-1 -- -- -- -- ACT-1

7 - VISION SERVICES TEMP V3 1D97 ADMIN OFF SYST FURN VCT-1 RB-1 -- -- -- -- ACT-1

0 - BUILDING COMMON 1D99A CORR VCT-1/VCT-2 RB-1 -- -- -- -- ACT-4

0 - BUILDING COMMON 1D99B CORR VCT-1/VCT-2 RB-1 -- -- -- -- ACT-4

0 - BUILDING COMMON 1D99C CORR VCT-1/VCT-2 RB-1 -- -- -- -- ACT-4

0 - BUILDING COMMON 1D99D CORR VCT-1/VCT-2 RB-1 -- -- -- -- ACT-4

0 - BUILDING COMMON 1D99E CORR VCT-1/VCT-2 RB-1 -- -- -- -- ACT-4

0 - BUILDING COMMON 1D99F CORR VCT-1/VCT-2 RB-1 -- -- -- -- ACT-4

ROOM FINISH SCHEDULE - LEVEL 1 CONT.

DEPARTMENT NO. NAME

FLOOR WALLS CEILING

NOTESFINISH BASE

NORTH EAST SOUTH WEST

FINISHFINISH FINISH FINISH FINISH

0 - BUILDING COMMON 1B99A CORR VCT-1 RB-1 -- -- -- -- ACT-4

0 - BUILDING COMMON 1B99B CORR VCT-1 RB-1 -- -- -- -- ACT-4

0 - BUILDING COMMON 1B99C CORR VCT-1 RB-1 -- -- -- -- ACT-4

0 - BUILDING COMMON 1B99D CORR VCT-1/VCT-2 RB-1 -- -- -- -- ACT-4

0 - BUILDING COMMON 1B99E CORR VCT-1/VCT-2 RB-1 -- -- -- -- ACT-4

0 - BUILDING COMMON 1B99F CORR VCT-1/VCT-2 RB-1 -- -- -- -- ACT-4

0 - BUILDING COMMON 1B99G CORR VCT-1/VCT-2 RB-1 -- -- -- -- ACT-4 SEE IF-SERIES FOR PT-2
LOCATIONS

0 - BUILDING COMMON 1B99H CORR VCT-1/VCT-2 RB-1 -- -- -- -- ACT-4 SEE IF-SERIES FOR PT-2
LOCATIONS

0 - BUILDING COMMON 1B99J CORR VCT-1/VCT-2 RB-1 -- -- -- -- ACT-4 SEE IF-SERIES FOR PT-2
LOCATIONS

0 - BUILDING COMMON 1B99K CORR VCT-1/VCT-2 RB-1 -- -- -- -- ACT-4

0 - BUILDING COMMON 1B99L CORR VCT-1/VCT-2 RB-1 -- -- -- -- ACT-4

0 - BUILDING COMMON 1BE1 ELEV 1 VCT-1 -- -- -- -- -- --

0 - BUILDING COMMON 1BE2 ELEV 2 VCT-1 -- -- -- -- -- --

0 - BUILDING COMMON 1BST STAIR B -- -- -- -- -- -- --

7 - VISION SERVICES TEMP V3 1C00A CLIN WAIT VCT-1/VCT-2 RB-1 -- -- -- -- ACT-4

7 - VISION SERVICES TEMP V3 1C00B PEDS WAIT RM VCT-1/VCT-2 RB-1 -- -- -- -- ACT-4

7 - VISION SERVICES TEMP V3 1C00C WAIT VCT-1/VCT-2 RB-1 -- -- -- -- ACT-4

7 - VISION SERVICES TEMP V3 1C01 RECEP VCT-1 RB-1 -- -- -- -- ACT-1

7 - VISION SERVICES TEMP V3 1C02 RECEP VCT-1 RB-1 -- -- -- -- ACT-1

7 - VISION SERVICES TEMP V3 1C03 FILE GEN VCT-1 RB-1 -- -- -- -- ACT-1

7 - VISION SERVICES TEMP V3 1C04 EYE LANE FLD ELEC VCT-1 RB-1 -- -- -- -- ACT-1

7 - VISION SERVICES TEMP V3 1C05 STOR RM EQUIP/ SHV VCT-1 RB-1 -- -- -- -- ACT-3

7 - VISION SERVICES TEMP V3 1C06 EYE LANE FLD ELEC VCT-1 RB-1 -- -- -- -- ACT-1

10 - PUBLIC TEMP V3 1C07 F TLT MULT PTF-1 PTB-1 -- -- -- -- GYP/PT-6

7 - VISION SERVICES TEMP V3 1C08 EYE LANE FLD ELEC VCT-1 RB-1 -- -- -- -- ACT-1

13 - INFORMATION
MANAGEMENT TEMP V3

1C09 COMM VCT-1 RB-1 -- -- -- -- ACT-3

7 - VISION SERVICES TEMP V3 1C10 EYE LANE FLD ELEC VCT-1 RB-1 -- -- -- -- ACT-1

7 - VISION SERVICES TEMP V3 1C12 EYE LANE FLD ELEC VCT-1 RB-1 -- -- -- -- ACT-1

7 - VISION SERVICES TEMP V3 1C13 OPTH PHOTO RM VCT-1 RB-1 -- -- -- -- ACT-1

7 - VISION SERVICES TEMP V3 1C14 EYE LANE FLD ELEC VCT-1 RB-1 -- -- -- -- ACT-1

7 - VISION SERVICES TEMP V3 1C15 OPTH EXAM (OCT) VCT-1 RB-1 -- -- -- -- ACT-1

7 - VISION SERVICES TEMP V3 1C16 EYE LANE FLD ELEC VCT-1 RB-1 -- -- -- -- ACT-1

7 - VISION SERVICES TEMP V3 1C17 OPTH EXAM (OCT) VCT-1 RB-1 -- -- -- -- ACT-1

7 - VISION SERVICES TEMP V3 1C18 EYE LANE FLD ELEC VCT-1 RB-1 -- -- -- -- ACT-1

7 - VISION SERVICES TEMP V3 1C18A SUB-WAIT VCT-2 RB-1 -- -- -- -- ACT-4

7 - VISION SERVICES TEMP V3 1C19 OPTH EXAM (OCT) VCT-1 RB-1 -- -- -- -- ACT-1

10 - PUBLIC TEMP V3 1C22 M TLT MULT PTF-1 PTB-1 -- -- -- -- GYP/PT-6

7 - VISION SERVICES TEMP V3 1C23 OPT/ TECH WK VCT-1 RB-1 -- -- -- -- ACT-4

10 - PUBLIC TEMP V3 1C24 F TLT MULT PTF-1 PTB-1 -- -- -- -- GYP/PT-6

7 - VISION SERVICES TEMP V3 1C25 OPT/ TECH WK VCT-1 RB-1 -- -- -- -- ACT-4

7 - VISION SERVICES TEMP V3 1C27 EYE LANE FLD ELEC VCT-1 RB-1 -- -- -- -- ACT-1

7 - VISION SERVICES TEMP V3 1C28 VIS FIELD VCT-1 RB-1 -- -- -- -- ACT-1

7 - VISION SERVICES TEMP V3 1C29 EYE LANE FLD ELEC VCT-1 RB-1 -- -- -- -- ACT-1

7 - VISION SERVICES TEMP V3 1C31 EYE LANE FLD ELEC VCT-1 RB-1 -- -- -- -- ACT-1

0 - BUILDING COMMON 1C32 ELEC BC VCT-1 RB-1 -- -- -- -- EXPO

7 - VISION SERVICES TEMP V3 1C33 EYE LANE FLD ELEC VCT-1 RB-1 -- -- -- -- ACT-1

7 - VISION SERVICES TEMP V3 1C34 EYE LANE FLD ELEC VCT-1 RB-1 -- -- -- -- ACT-1

7 - VISION SERVICES TEMP V3 1C35 EYE LANE FLD ELEC VCT-1 RB-1 -- -- -- -- ACT-1

7 - VISION SERVICES TEMP V3 1C36 EYE LANE FLD ELEC VCT-1 RB-1 -- -- -- -- ACT-1

7 - VISION SERVICES TEMP V3 1C37 EYE LANE FLD ELEC VCT-1 RB-1 -- -- -- -- ACT-1

7 - VISION SERVICES TEMP V3 1C38 EYE LANE FLD ELEC VCT-1 RB-1 -- -- -- -- ACT-1

7 - VISION SERVICES TEMP V3 1C39 EYE LANE FLD ELEC VCT-1 RB-1 -- -- -- -- ACT-1

7 - VISION SERVICES TEMP V3 1C40 EYE LANE FLD ELEC VCT-1 RB-1 -- -- -- -- ACT-1

7 - VISION SERVICES TEMP V3 1C41 EYE LANE FLD ELEC VCT-1 RB-1 -- -- -- -- ACT-1

7 - VISION SERVICES TEMP V3 1C42 EYE LANE FLD ELEC VCT-1 RB-1 -- -- -- -- ACT-1

7 - VISION SERVICES TEMP V3 1C43 VIS FIELD VCT-1 RB-1 -- -- -- -- ACT-1

10 - PUBLIC TEMP V3 1C44 CONF LG CPT-1 RB-2 -- -- -- -- ACT-1

7 - VISION SERVICES TEMP V3 1C45 VIS FIELD VCT-1 RB-1 -- -- -- -- ACT-1

7 - VISION SERVICES TEMP V3 1C46 SIM RM - PH VCT-1 RB-1 -- -- -- -- ACT-1

7 - VISION SERVICES TEMP V3 1C47 SUB-WAIT VCT-2 RB-1 -- -- -- -- ACT-4

7 - VISION SERVICES TEMP V3 1C48 OPT/ TECH WK VCT-1 RB-1 -- -- -- -- ACT-4

7 - VISION SERVICES TEMP V3 1C50 EYE LANE FLD ELEC VCT-1 RB-1 -- -- -- -- ACT-1

7 - VISION SERVICES TEMP V3 1C51 EYE LANE FLD ELEC VCT-1 RB-1 -- -- -- -- ACT-1

7 - VISION SERVICES TEMP V3 1C52 EYE LANE FLD ELEC VCT-1 RB-1 -- -- -- -- ACT-1

7 - VISION SERVICES TEMP V3 1C53 EYE LANE FLD ELEC VCT-1 RB-1 -- -- -- -- ACT-1

7 - VISION SERVICES TEMP V3 1C54 EYE LANE FLD ELEC VCT-1 RB-1 -- -- -- -- ACT-1

7 - VISION SERVICES TEMP V3 1C55 EYE LANE FLD ELEC VCT-1 RB-1 -- -- -- -- ACT-1

7 - VISION SERVICES TEMP V3 1C56 EYE LANE FLD ELEC VCT-1 RB-1 -- -- -- -- ACT-1

7 - VISION SERVICES TEMP V3 1C57 EYE LANE FLD ELEC VCT-1 RB-1 -- -- -- -- ACT-1

7 - VISION SERVICES TEMP V3 1C58 EYE LANE FLD ELEC VCT-1 RB-1 -- -- -- -- ACT-1

7 - VISION SERVICES TEMP V3 1C59 EYE LANE FLD ELEC VCT-1 RB-1 -- -- -- -- ACT-1

7 - VISION SERVICES TEMP V3 1C60 EYE LANE FLD ELEC VCT-1 RB-1 -- -- -- -- ACT-1

7 - VISION SERVICES TEMP V3 1C61 OPT/ TECH WK VCT-1 RB-1 -- -- -- -- ACT-1

7 - VISION SERVICES TEMP V3 1C62 EYE LANE FLD ELEC VCT-1 RB-1 -- -- -- -- ACT-1

7 - VISION SERVICES TEMP V3 1C63 EYE LANE FLD ELEC VCT-1 RB-1 -- -- -- -- ACT-1

7 - VISION SERVICES TEMP V3 1C64 EYE LANE FLD ELEC VCT-1 RB-1 -- -- -- -- ACT-1

7 - VISION SERVICES TEMP V3 1C65 EYE LANE FLD ELEC VCT-1 RB-1 -- -- -- -- ACT-1

13 - INFORMATION
MANAGEMENT TEMP V3

1C66 COMM VCT-1 RB-1 -- -- -- -- ACT-3

7 - VISION SERVICES TEMP V3 1C67 EYE LANE FLD ELEC VCT-1 RB-1 -- -- -- -- ACT-1

7 - VISION SERVICES TEMP V3 1C68 SUB-WAIT VCT-2 RB-1 -- -- -- -- ACT-4

7 - VISION SERVICES TEMP V3 1C69 EYE LANE FLD ELEC VCT-1 RB-1 -- -- -- -- ACT-1

10 - PUBLIC TEMP V3 1C70 M TLT MULT PTF-1 PTB-1 -- -- -- -- GYP/PT-6

7 - VISION SERVICES TEMP V3 1C71 LASER TREAT SV-1 SV-1 -- -- -- -- ACT-2

10 - PUBLIC TEMP V3 1C72 F TLT MULT PTF-1 PTB-1 -- -- -- -- GYP/PT-6

7 - VISION SERVICES TEMP V3 1C73 LASER TREAT SV-1 SV-1 -- -- -- -- ACT-2

7 - VISION SERVICES TEMP V3 1C83A RES CUB VCT-1 RB-1 -- -- -- -- ACT-4

7 - VISION SERVICES TEMP V3 1C83B RECEP VCT-1 RB-1 -- -- -- -- ACT-4

7 - VISION SERVICES TEMP V3 1C83C RES CUB VCT-1 RB-1 -- -- -- -- ACT-4

7 - VISION SERVICES TEMP V3 1C83D RES CUB VCT-1 RB-1 -- -- -- -- ACT-4

7 - VISION SERVICES TEMP V3 1C83E RES CUB VCT-1 RB-1 -- -- -- -- ACT-4

7 - VISION SERVICES TEMP V3 1C83F RES CUB VCT-1 RB-1 -- -- -- -- ACT-4

7 - VISION SERVICES TEMP V3 1C83G RES CUB VCT-1 RB-1 -- -- -- -- ACT-4

7 - VISION SERVICES TEMP V3 1C83H RES CUB VCT-1 RB-1 -- -- -- -- ACT-4

7 - VISION SERVICES TEMP V3 1C84 ADMIN OFF SYST FURN VCT-1 RB-1 -- -- -- -- ACT-1

7 - VISION SERVICES TEMP V3 1C85 ST LNG VCT-1 RB-1 -- -- -- -- ACT-1

0 - BUILDING COMMON 1C85A VEND MACH VCT-1 RB-1 -- -- -- -- ACT-1

7 - VISION SERVICES TEMP V3 1C86 PVT OFF COMD EEO VCT-1 RB-1 -- -- -- -- ACT-1

SYM DESCRIPTION DATE

65% SUBMISSION 04/26/13

65% VE SUBMISSION 11/25/13

100% FINAL DESIGN
SUBMISSION

02/14/14

FINAL CORRECTED
SET

03/26/14



INTERIOR FINISH CODE LEGEND

ACOUSTICAL CEILING TILE

CARPET TILE

GYPSUM

PAINT

PORCELAIN TILE, BASE

PORCELAIN TILE, FLOOR

RUBBER BASE

STATIC DISSIPATIVE SHEET
RUBBER FLOORING AND BASE

ACT

CPT

GYP

PT

PTB

PTF

RB

RF

SHEET VINYLSV

VINYL COMPOSITION TILEVCT

GENERAL FINISH NOTES

1. INTERIOR FINISH SELECTIONS CAN BE FOUND IN SECTION
09 06 90 COLOR SCHEDULE.

2. ALL NOTATIONS USE PLAN NORTH FOR DESIGNATION.
3. ALL WALLS TO BE PRE-DECORATED GYPSUM BOARD, AS

SPECIFIED.
4. ALL PTB TO RECEIVE BRUSHED STAINLESS STEEL TRIM AT

TOP FOR FINISHED EDGE TREATMENT. SEE SHEET AI-510,
DETAIL B3.

5. ALL TILE, FLOOR TO BASE INSTALLATIONS, TO RECEIVE
BRUSHED STAINLESS STEEL COVE TRIM AS SPECIFIED. SEE
SHEET AI-510, DETAIL B1.

6. REFER TO AC-SERIES DRAWINGS FOR EXTENT OF GYPSUM
CEILING AND SOFFITS.

7. THE FACE OF ALL GYPSUM SOFFITS TO BE PAINTED WITH
PT-2, SEE REFLECTED CEILING PLANS FOR MORE DETAIL.

8. FOR FLOORING TRANSITIONS, REFER TO AI-510.
9. TILE FLOORING IN SHOWER DRESSING AREA ONLY, PRE-

FABRICATED SHOWER PANS TO BE INSTALLED PER
SPECIFICATION.
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ROOM FINISH SCHEDULE - LEVEL 2

DEPARTMENT NO. NAME

FLOOR WALLS CEILING

NOTESFINISH BASE

NORTH EAST SOUTH WEST

FINISHFINISH FINISH FINISH FINISH

10 - PUBLIC TEMP V3 2B13 ADMIN OFF DBL OCC - PH CPT-1 RB-2 -- -- -- -- ACT-1

10 - PUBLIC TEMP V3 2B14 ST LNG VCT-1 RB-1 -- -- -- -- ACT-1

10 - PUBLIC TEMP V3 2B15 ADMIN OFF DBL OCC - PH CPT-1 RB-2 -- -- -- -- ACT-1

10 - PUBLIC TEMP V3 2B16 CONF LG CPT-1 RB-2 -- -- -- -- ACT-1

9 - PSYCHIATRY CONTINUITY SERVICE TEMP V3 2B17 CLIN WAIT CPT-1 RB-2 -- -- -- -- ACT-4

9 - PSYCHIATRY CONTINUITY SERVICE TEMP V3 2B18 RECEP CPT-1 RB-2 -- -- -- -- ACT-4

9 - PSYCHIATRY CONTINUITY SERVICE TEMP V3 2B18A FRM LIT STOR CPT-1 RB-2 -- -- -- -- ACT-1

9 - PSYCHIATRY CONTINUITY SERVICE TEMP V3 2B19 CONF RM/ ACTIVITY RM CPT-1 RB-2 -- -- -- -- ACT-1

9 - PSYCHIATRY CONTINUITY SERVICE TEMP V3 2B21 TLT PTF-1 PTB-1 -- -- -- -- GYP/PT-6

9 - PSYCHIATRY CONTINUITY SERVICE TEMP V3 2B22 ADMIN OFF CPT-1 RB-2 -- -- -- -- ACT-1

9 - PSYCHIATRY CONTINUITY SERVICE TEMP V3 2B24 ADMIN OFF CPT-1 RB-2 -- -- -- -- ACT-1

9 - PSYCHIATRY CONTINUITY SERVICE TEMP V3 2B25 PROC/ INT VCT-1 RB-1 -- -- -- -- ACT-1

9 - PSYCHIATRY CONTINUITY SERVICE TEMP V3 2B26 ADMIN OFF CPT-1 RB-2 -- -- -- -- ACT-1

9 - PSYCHIATRY CONTINUITY SERVICE TEMP V3 2B27 F TLT SNGL PTF-1 PTB-1 -- -- -- -- GYP/PT-6

9 - PSYCHIATRY CONTINUITY SERVICE TEMP V3 2B28 ADMIN OFF CPT-1 RB-2 -- -- -- -- ACT-1

9 - PSYCHIATRY CONTINUITY SERVICE TEMP V3 2B29 CONF LG CPT-1 RB-2 -- -- -- -- ACT-1

9 - PSYCHIATRY CONTINUITY SERVICE TEMP V3 2B30 NCOIC/ LCPO/ LPO OFF CPT-1 RB-2 -- -- -- -- ACT-1

9 - PSYCHIATRY CONTINUITY SERVICE TEMP V3 2B31A ADM CUB CPT-1 RB-2 -- -- -- -- ACT-4

9 - PSYCHIATRY CONTINUITY SERVICE TEMP V3 2B31B ADM CUB CPT-1 RB-2 -- -- -- -- ACT-4

9 - PSYCHIATRY CONTINUITY SERVICE TEMP V3 2B31C ADM CUB CPT-1 RB-2 -- -- -- -- ACT-4

9 - PSYCHIATRY CONTINUITY SERVICE TEMP V3 2B32A ADM CUB CPT-1 RB-2 -- -- -- -- ACT-4

9 - PSYCHIATRY CONTINUITY SERVICE TEMP V3 2B32B ADM CUB CPT-1 RB-2 -- -- -- -- ACT-4

9 - PSYCHIATRY CONTINUITY SERVICE TEMP V3 2B32C ADM CUB CPT-1 RB-2 -- -- -- -- ACT-4

9 - PSYCHIATRY CONTINUITY SERVICE TEMP V3 2B32D ADM CUB CPT-1 RB-2 -- -- -- -- ACT-4

9 - PSYCHIATRY CONTINUITY SERVICE TEMP V3 2B32E ADM CUB CPT-1 RB-2 -- -- -- -- ACT-4

9 - PSYCHIATRY CONTINUITY SERVICE TEMP V3 2B32F ADM CUB CPT-1 RB-2 -- -- -- -- ACT-4

9 - PSYCHIATRY CONTINUITY SERVICE TEMP V3 2B32G ADM CUB CPT-1 RB-2 -- -- -- -- ACT-4

9 - PSYCHIATRY CONTINUITY SERVICE TEMP V3 2B32H ADM CUB CPT-1 RB-2 -- -- -- -- ACT-4

9 - PSYCHIATRY CONTINUITY SERVICE TEMP V3 2B32J ADM CUB CPT-1 RB-2 -- -- -- -- ACT-4

9 - PSYCHIATRY CONTINUITY SERVICE TEMP V3 2B34 MNTL HLTH PROV CPT-1 RB-2 -- -- -- -- ACT-1

9 - PSYCHIATRY CONTINUITY SERVICE TEMP V3 2B35 MNTL HLTH PROV CPT-1 RB-2 -- -- -- -- ACT-1

9 - PSYCHIATRY CONTINUITY SERVICE TEMP V3 2B36 MNTL HLTH PROV CPT-1 RB-2 -- -- -- -- ACT-1

9 - PSYCHIATRY CONTINUITY SERVICE TEMP V3 2B37 MNTL HLTH PROV CPT-1 RB-2 -- -- -- -- ACT-1

9 - PSYCHIATRY CONTINUITY SERVICE TEMP V3 2B38 SECY W/ VSTR WAIT CPT-1 RB-2 -- -- -- -- ACT-1

9 - PSYCHIATRY CONTINUITY SERVICE TEMP V3 2B39 MNTL HLTH PROV CPT-1 RB-2 -- -- -- -- ACT-1

9 - PSYCHIATRY CONTINUITY SERVICE TEMP V3 2B40 M TLT SNGL PTF-1 PTB-1 -- -- -- -- GYP/PT-6

9 - PSYCHIATRY CONTINUITY SERVICE TEMP V3 2B41 MNTL HLTH PROV CPT-1 RB-2 -- -- -- -- ACT-1

9 - PSYCHIATRY CONTINUITY SERVICE TEMP V3 2B42 TLT PTF-1 PTB-1 -- -- -- -- GYP/PT-6

9 - PSYCHIATRY CONTINUITY SERVICE TEMP V3 2B43 MNTL HLTH PROV CPT-1 RB-2 -- -- -- -- ACT-1

9 - PSYCHIATRY CONTINUITY SERVICE TEMP V3 2B45 MNTL HLTH PROV CPT-1 RB-2 -- -- -- -- ACT-1

9 - PSYCHIATRY CONTINUITY SERVICE TEMP V3 2B46 GRP THER CPT-1 RB-2 -- -- -- -- ACT-1

9 - PSYCHIATRY CONTINUITY SERVICE TEMP V3 2B47 MNTL HLTH PROV CPT-1 RB-2 -- -- -- -- ACT-1

0 - BUILDING COMMON 2B48A ELEC BC VCT-1 RB-1 -- -- -- -- ACT-3

9 - PSYCHIATRY CONTINUITY SERVICE TEMP V3 2B49 CHIEF'S OFF CPT-1 RB-2 -- -- -- -- ACT-1

9 - PSYCHIATRY CONTINUITY SERVICE TEMP V3 2B50 MNTL HLTH PROV CPT-1 RB-2 -- -- -- -- ACT-1

9 - PSYCHIATRY CONTINUITY SERVICE TEMP V3 2B51 MNTL HLTH PROV CPT-1 RB-2 -- -- -- -- ACT-1

9 - PSYCHIATRY CONTINUITY SERVICE TEMP V3 2B52 MNTL HLTH PROV CPT-1 RB-2 -- -- -- -- ACT-1

9 - PSYCHIATRY CONTINUITY SERVICE TEMP V3 2B53 MNTL HLTH PROV CPT-1 RB-2 -- -- -- -- ACT-1

9 - PSYCHIATRY CONTINUITY SERVICE TEMP V3 2B54 MNTL HLTH PROV CPT-1 RB-2 -- -- -- -- ACT-1

9 - PSYCHIATRY CONTINUITY SERVICE TEMP V3 2B55 MNTL HLTH PROV CPT-1 RB-2 -- -- -- -- ACT-1

9 - PSYCHIATRY CONTINUITY SERVICE TEMP V3 2B56 REC STOR FIXED SHV CPT-1 RB-2 -- -- -- -- ACT-1

9 - PSYCHIATRY CONTINUITY SERVICE TEMP V3 2B56A REC STOR FIXED SHV CPT-1 RB-2 -- -- -- -- ACT-1

ROOM FINISH SCHEDULE - LEVEL 2

DEPARTMENT NO. NAME

FLOOR WALLS CEILING

NOTESFINISH BASE

NORTH EAST SOUTH WEST

FINISHFINISH FINISH FINISH FINISH

1 - DEPLOYMENT HEALTH TEMP V3 2A00 RECEP / CTRL OP VCT-1 RB-1 -- -- -- -- ACT-1

1 - DEPLOYMENT HEALTH TEMP V3 2A01 REC STOR MV SHV VCT-1 RB-1 -- -- -- -- ACT-1

1 - DEPLOYMENT HEALTH TEMP V3 2A02 OFF2 SYST FURN CPT-1 RB-2 -- -- -- -- ACT-1

1 - DEPLOYMENT HEALTH TEMP V3 2A03 PAT LIB CPT-1 RB-2 -- -- -- -- ACT-1

1 - DEPLOYMENT HEALTH TEMP V3 2A04 OFF2 SYST FURN CPT-1 RB-2 -- -- -- -- ACT-1

1 - DEPLOYMENT HEALTH TEMP V3 2A05A OFF2 SYST FURN CPT-1 RB-2 -- -- -- -- ACT-4

1 - DEPLOYMENT HEALTH TEMP V3 2A05B OFF2 SYST FURN CPT-1 RB-2 -- -- -- -- ACT-4

1 - DEPLOYMENT HEALTH TEMP V3 2A05C OFF2 SYST FURN CPT-1 RB-2 -- -- -- -- ACT-4

1 - DEPLOYMENT HEALTH TEMP V3 2A05D OFF2 SYST FURN CPT-1 RB-2 -- -- -- -- ACT-4

1 - DEPLOYMENT HEALTH TEMP V3 2A06 OFF2 SYST FURN CPT-1 RB-2 -- -- -- -- ACT-1

1 - DEPLOYMENT HEALTH TEMP V3 2A08 OFF2 SYST FURN CPT-1 RB-2 -- -- -- -- ACT-1

1 - DEPLOYMENT HEALTH TEMP V3 2A10 OFF2 SYST FURN CPT-1 RB-2 -- -- -- -- ACT-1

10 - PUBLIC TEMP V3 2A11 M TLT MULT PTF-1 PTB-1 -- -- -- -- GYP/PT-6

1 - DEPLOYMENT HEALTH TEMP V3 2A12 OFF2 SYST FURN CPT-1 RB-2 -- -- -- -- ACT-1

1 - DEPLOYMENT HEALTH TEMP V3 2A13A ADM CUB CPT-1 RB-2 -- -- -- -- ACT-4

1 - DEPLOYMENT HEALTH TEMP V3 2A13B ADM CUB CPT-1 RB-2 -- -- -- -- ACT-4

1 - DEPLOYMENT HEALTH TEMP V3 2A13C ADM CUB CPT-1 RB-2 -- -- -- -- ACT-4

1 - DEPLOYMENT HEALTH TEMP V3 2A13D ADM CUB CPT-1 RB-2 -- -- -- -- ACT-4

1 - DEPLOYMENT HEALTH TEMP V3 2A13E ADM CUB CPT-1 RB-2 -- -- -- -- ACT-4

1 - DEPLOYMENT HEALTH TEMP V3 2A13F ADM CUB CPT-1 RB-2 -- -- -- -- ACT-4

1 - DEPLOYMENT HEALTH TEMP V3 2A13G ADM CUB CPT-1 RB-2 -- -- -- -- ACT-4

1 - DEPLOYMENT HEALTH TEMP V3 2A13H ADM CUB CPT-1 RB-2 -- -- -- -- ACT-4

1 - DEPLOYMENT HEALTH TEMP V3 2A13J ADM CUB CPT-1 RB-2 -- -- -- -- ACT-4

1 - DEPLOYMENT HEALTH TEMP V3 2A13K ADM CUB CPT-1 RB-2 -- -- -- -- ACT-4

1 - DEPLOYMENT HEALTH TEMP V3 2A13L ADM CUB CPT-1 RB-2 -- -- -- -- ACT-4

1 - DEPLOYMENT HEALTH TEMP V3 2A13M ADM CUB CPT-1 RB-2 -- -- -- -- ACT-4

1 - DEPLOYMENT HEALTH TEMP V3 2A13P ADM CUB CPT-1 RB-2 -- -- -- -- ACT-4

1 - DEPLOYMENT HEALTH TEMP V3 2A14 OFF2 SYST FURN CPT-1 RB-2 -- -- -- -- ACT-1

1 - DEPLOYMENT HEALTH TEMP V3 2A16 OFF2 SYST FURN CPT-1 RB-2 -- -- -- -- ACT-1

1 - DEPLOYMENT HEALTH TEMP V3 2A18 OFF2 SYST FURN CPT-1 RB-2 -- -- -- -- ACT-1

1 - DEPLOYMENT HEALTH TEMP V3 2A20 OFF2 SYST FURN CPT-1 RB-2 -- -- -- -- ACT-1

1 - DEPLOYMENT HEALTH TEMP V3 2A21 OFF1 SYST FURN CPT-1 RB-2 -- -- -- -- ACT-1

13 - INFORMATION MANAGEMENT TEMP V3 2A22 COMM VCT-1 RB-1 -- -- -- -- EXPO

1 - DEPLOYMENT HEALTH TEMP V3 2A23 OFF2 SYST FURN CPT-1 RB-2 -- -- -- -- ACT-1

1 - DEPLOYMENT HEALTH TEMP V3 2A24 OFF2 SYST FURN CPT-1 RB-2 -- -- -- -- ACT-1

1 - DEPLOYMENT HEALTH TEMP V3 2A25 SHARED OFF CPT-1 RB-2 -- -- -- -- ACT-1

3 - OCCUPATIONAL HEALTH 2A26 SHARED OFF VCT-1 RB-1 -- -- -- -- ACT-1

3 - OCCUPATIONAL HEALTH 2A27 EXAM PROV VCT-1 RB-1 -- -- -- -- ACT-1

3 - OCCUPATIONAL HEALTH 2A28 EXAM PROV VCT-1 RB-1 -- -- -- -- ACT-1

3 - OCCUPATIONAL HEALTH 2A29 PVT OFF COMD EEO CPT-1 RB-2 -- -- -- -- ACT-1

3 - OCCUPATIONAL HEALTH 2A29A TRASH HOLD - PH VCT-1 RB-1 -- -- -- -- ACT-1

3 - OCCUPATIONAL HEALTH 2A30A EAP CPT-1 RB-2 -- -- -- -- ACT-1

3 - OCCUPATIONAL HEALTH 2A30B DEPT CHIEF OFF VCT-1 RB-1 -- -- -- -- ACT-1

1 - DEPLOYMENT HEALTH TEMP V3 2A31 FRM LIT STOR VCT-1 RB-1 -- -- -- -- ACT-1

1 - DEPLOYMENT HEALTH TEMP V3 2A33 OFF2 SYST FURN CPT-1 RB-2 -- -- -- -- ACT-1

0 - BUILDING COMMON 2A34 ELEC BC VCT-1 RB-1 -- -- -- -- ACT-3

1 - DEPLOYMENT HEALTH TEMP V3 2A35 OFF2 SYST FURN CPT-1 RB-2 -- -- -- -- ACT-1

1 - DEPLOYMENT HEALTH TEMP V3 2A37 OFF2 SYST FURN CPT-1 RB-2 -- -- -- -- ACT-1

1 - DEPLOYMENT HEALTH TEMP V3 2A39 OFF2 SYST FURN CPT-1 RB-2 -- -- -- -- ACT-1

1 - DEPLOYMENT HEALTH TEMP V3 2A41 OFF2 SYST FURN CPT-1 RB-2 -- -- -- -- ACT-1

3 - OCCUPATIONAL HEALTH 2A42 WAIT CHAIRS VCT-2 RB-1 -- -- -- -- ACT-4

1 - DEPLOYMENT HEALTH TEMP V3 2A42A WAIT CHAIRS VCT-2 RB-1 -- -- -- -- ACT-4

3 - OCCUPATIONAL HEALTH 2A43 RECEP VCT-1 RB-1 -- -- -- -- ACT-1

3 - OCCUPATIONAL HEALTH 2A44 REC STOR MV SHV VCT-1 RB-1 -- -- -- -- ACT-1

3 - OCCUPATIONAL HEALTH 2A45 ADLT SCRN VCT-1 RB-1 -- -- -- -- ACT-1

3 - OCCUPATIONAL HEALTH 2A46 ADLT SCRN VCT-1 RB-1 -- -- -- -- ACT-1

3 - OCCUPATIONAL HEALTH 2A47 CLINIC MGR CPT-1 RB-2 -- -- -- -- ACT-1

3 - OCCUPATIONAL HEALTH 2A48 AUDIO LAB CPT-1 RB-2 AWP-1 AWP-1 AWP-1 AWP-1 ACT-1

3 - OCCUPATIONAL HEALTH 2A49 ST LNG CONF VCT-1 RB-1 -- -- -- -- ACT-1

3 - OCCUPATIONAL HEALTH 2A50 REC STOR MV SHV VCT-1 RB-1 -- -- -- -- ACT-1

3 - OCCUPATIONAL HEALTH 2A51 ADLT SCRN VCT-1 RB-1 -- -- -- -- ACT-1

3 - OCCUPATIONAL HEALTH 2A52 ADLT SCRN VCT-1 RB-1 -- -- -- -- ACT-1

3 - OCCUPATIONAL HEALTH 2A53 EKG VCT-1 RB-1 -- -- -- -- ACT-1

3 - OCCUPATIONAL HEALTH 2A54 VISION SCREENING VCT-1 RB-1 -- -- -- -- ACT-1

3 - OCCUPATIONAL HEALTH 2A58 EXAM VCT-1 RB-1 -- -- -- -- ACT-1

3 - OCCUPATIONAL HEALTH 2A60 EXAM VCT-1 RB-1 -- -- -- -- ACT-1

3 - OCCUPATIONAL HEALTH 2A62 EXAM VCT-1 RB-1 -- -- -- -- ACT-1

3 - OCCUPATIONAL HEALTH 2A64 RN OFF VCT-1 RB-1 -- -- -- -- ACT-1

3 - OCCUPATIONAL HEALTH 2A65 EQUIP STOR VCT-1 RB-1 -- -- -- -- ACT-1

3 - OCCUPATIONAL HEALTH 2A66 RN OFF VCT-1 RB-1 -- -- -- -- ACT-1

3 - OCCUPATIONAL HEALTH 2A67 RN MGR SYST FURN VCT-1 RB-1 -- -- -- -- ACT-1

3 - OCCUPATIONAL HEALTH 2A68 EXAM VCT-1 RB-1 -- -- -- -- ACT-1

3 - OCCUPATIONAL HEALTH 2A69 RESIDENT CUB VCT-1 RB-1 -- -- -- -- ACT-1

3 - OCCUPATIONAL HEALTH 2A70 EXAM PROV VCT-1 RB-1 -- -- -- -- ACT-1

3 - OCCUPATIONAL HEALTH 2A71 RESIDENT CUB VCT-1 RB-1 -- -- -- -- ACT-1

3 - OCCUPATIONAL HEALTH 2A72 EXAM PROV VCT-1 RB-1 -- -- -- -- ACT-1

3 - OCCUPATIONAL HEALTH 2A73 PROV OFF VCT-1 RB-1 -- -- -- -- ACT-1

10 - PUBLIC TEMP V3 2A99A LOBBY VCT-1/VCT-
2

RB-1 -- -- -- -- ACT-4

0 - BUILDING COMMON 2A99B CORR CPT-1 RB-2 -- -- -- -- ACT-4

0 - BUILDING COMMON 2A99C CORR CPT-1 RB-2 -- -- -- -- ACT-4

0 - BUILDING COMMON 2A99D CORR CPT-1 RB-2 -- -- -- -- ACT-4

0 - BUILDING COMMON 2A99E CORR CPT-1 RB-2 -- -- -- -- ACT-4

0 - BUILDING COMMON 2A99F CORR CPT-1 RB-2 -- -- -- -- ACT-4

0 - BUILDING COMMON 2A99G CORR VCT-1/VCT-
2

RB-1 -- -- -- -- ACT-4

0 - BUILDING COMMON 2A99H CORR VCT-1 RB-1 -- -- -- -- ACT-4

0 - BUILDING COMMON 2A99J CORR VCT-1 RB-1 -- -- -- -- ACT-4

10 - PUBLIC TEMP V3 2A99K PAT EDU KIOSK ALC VCT-1 RB-1 -- -- -- -- ACT-4

0 - BUILDING COMMON 2A99L CORR VCT-1 RB-1 -- -- -- -- ACT-4

0 - BUILDING COMMON 2A99M VEST VCT-1 RB-1 -- -- -- -- ACT-4

0 - BUILDING COMMON 2AST STAIR A -- -- -- -- -- -- --

10 - PUBLIC TEMP V3 2B00 INFO DESK CPT-1 RB-2 -- -- -- -- ACT-1

10 - PUBLIC TEMP V3 2B01 ADMIN OFF CPT-1 RB-2 -- -- -- -- ACT-1

10 - PUBLIC TEMP V3 2B02 STOR RM EQUIP/ SHV VCT-1 RB-1 -- -- -- -- ACT-3

10 - PUBLIC TEMP V3 2B03 REC ADMIN OFF - PH CPT-1 RB-2 -- -- -- -- ACT-1

10 - PUBLIC TEMP V3 2B04 GRP ACTIVITY RM VCT-1 RB-1 -- -- -- -- ACT-1

10 - PUBLIC TEMP V3 2B06 ADMIN OFF DBL OCC - PH CPT-1 RB-2 -- -- -- -- ACT-1

10 - PUBLIC TEMP V3 2B08 ADMIN OFF CPT-1 RB-2 -- -- -- -- ACT-1

10 - PUBLIC TEMP V3 2B10 CONSULT CPT-1 RB-2 -- -- -- -- ACT-1

10 - PUBLIC TEMP V3 2B12A ADM CUB CPT-1 RB-2 -- -- -- -- ACT-1

10 - PUBLIC TEMP V3 2B12B ADM CUB CPT-1 RB-2 -- -- -- -- ACT-1

10 - PUBLIC TEMP V3 2B12C ADM CUB CPT-1 RB-2 -- -- -- -- ACT-1

10 - PUBLIC TEMP V3 2B12D ADM CUB CPT-1 RB-2 -- -- -- -- ACT-1

SYM DESCRIPTION DATE

65% SUBMISSION 04/26/13

65% VE SUBMISSION 11/25/13

100% FINAL DESIGN
SUBMISSION

02/14/14

FINAL CORRECTED
SET

03/26/14



INTERIOR FINISH CODE LEGEND

ACOUSTICAL CEILING TILE

CARPET TILE

GYPSUM

PAINT

PORCELAIN TILE, BASE

PORCELAIN TILE, FLOOR

RUBBER BASE

STATIC DISSIPATIVE SHEET
RUBBER FLOORING AND BASE

ACT

CPT

GYP

PT

PTB

PTF

RB

RF

SHEET VINYLSV

VINYL COMPOSITION TILEVCT

GENERAL FINISH NOTES

1. INTERIOR FINISH SELECTIONS CAN BE FOUND IN SECTION
09 06 90 COLOR SCHEDULE.

2. ALL NOTATIONS USE PLAN NORTH FOR DESIGNATION.
3. ALL WALLS TO BE PRE-DECORATED GYPSUM BOARD, AS

SPECIFIED.
4. ALL PTB TO RECEIVE BRUSHED STAINLESS STEEL TRIM AT

TOP FOR FINISHED EDGE TREATMENT. SEE SHEET AI-510,
DETAIL B3.

5. ALL TILE, FLOOR TO BASE INSTALLATIONS, TO RECEIVE
BRUSHED STAINLESS STEEL COVE TRIM AS SPECIFIED. SEE
SHEET AI-510, DETAIL B1.

6. REFER TO AC-SERIES DRAWINGS FOR EXTENT OF GYPSUM
CEILING AND SOFFITS.

7. THE FACE OF ALL GYPSUM SOFFITS TO BE PAINTED WITH
PT-2, SEE REFLECTED CEILING PLANS FOR MORE DETAIL.

8. FOR FLOORING TRANSITIONS, REFER TO AI-510.
9. TILE FLOORING IN SHOWER DRESSING AREA ONLY, PRE-

FABRICATED SHOWER PANS TO BE INSTALLED PER
SPECIFICATION.
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ROOM FINISH SCHEDULE - LEVEL 2 CONT.

DEPARTMENT NO. NAME

FLOOR WALLS CEILING

NOTESFINISH BASE

NORTH EAST SOUTH WEST

FINISHFINISH FINISH FINISH FINISH

10 - PUBLIC TEMP V3 2C36 M TLT MULT PTF-1 PTB-1 -- -- -- -- GYP/PT-6

11 - VISUAL INFORMATION TEMP V3 2C37 ADMIN OFF CPT-1 RB-2 -- -- -- -- ACT-1

0 - BUILDING COMMON 2C38 ELEC BC VCT-1 RB-1 -- -- -- -- ACT-3

2 - HEALTH PHYSICS TEMP V3 2C39 EQUIP STOR VCT-1 RB-1 -- -- -- -- ACT-3

2 - HEALTH PHYSICS TEMP V3 2C41 ADMIN OFF HLTH PHYS CPT-1 RB-2 -- -- -- -- ACT-1

2 - HEALTH PHYSICS TEMP V3 2C42 RECEP VCT-1 RB-1 -- -- -- -- ACT-4

2 - HEALTH PHYSICS TEMP V3 2C43 ADMIN OFF HLTH PHYS CPT-1 RB-2 -- -- -- -- ACT-1

10 - PUBLIC TEMP V3 2C44 F TLT MULT PTF-1 PTB-1 -- -- -- -- GYP/PT-6

2 - HEALTH PHYSICS TEMP V3 2C45 ADMIN OFF HLTH PHYS CPT-1 RB-2 -- -- -- -- ACT-1

4 - LOGISTICS TEMP 3 2C46 JAN VCT-1 RB-1 -- -- -- -- GYP/PT-6

2 - HEALTH PHYSICS TEMP V3 2C47 ADMIN OFF HLTH PHYS CPT-1 RB-2 -- -- -- -- ACT-1

2 - HEALTH PHYSICS TEMP V3 2C49A HLTH PHY TECH CPT-1 RB-2 -- -- -- -- ACT-1

2 - HEALTH PHYSICS TEMP V3 2C49B HLTH PHY TECH CPT-1 RB-2 -- -- -- -- ACT-1

2 - HEALTH PHYSICS TEMP V3 2C49C HLTH PHY TECH CPT-1 RB-2 -- -- -- -- ACT-1

2 - HEALTH PHYSICS TEMP V3 2C49D HLTH PHY TECH CPT-1 RB-2 -- -- -- -- ACT-1

2 - HEALTH PHYSICS TEMP V3 2C49E HLTH PHY TECH CPT-1 RB-2 -- -- -- -- ACT-1

2 - HEALTH PHYSICS TEMP V3 2C49F HLTH PHY TECH CPT-1 RB-2 -- -- -- -- ACT-1

2 - HEALTH PHYSICS TEMP V3 2C49G HLTH PHY TECH CPT-1 RB-2 -- -- -- -- ACT-1

2 - HEALTH PHYSICS TEMP V3 2C49H HLTH PHY TECH CPT-1 RB-2 -- -- -- -- ACT-1

2 - HEALTH PHYSICS TEMP V3 2C49J HLTH PHY TECH CPT-1 RB-2 -- -- -- -- ACT-1

2 - HEALTH PHYSICS TEMP V3 2C49K HLTH PHY TECH CPT-1 RB-2 -- -- -- -- ACT-1

2 - HEALTH PHYSICS TEMP V3 2C49L HLTH PHY TECH CPT-1 RB-2 -- -- -- -- ACT-1

2 - HEALTH PHYSICS TEMP V3 2C49M HLTH PHY TECH CPT-1 RB-2 -- -- -- -- ACT-1

2 - HEALTH PHYSICS TEMP V3 2C49N HLTH PHY TECH CPT-1 RB-2 -- -- -- -- ACT-1

2 - HEALTH PHYSICS TEMP V3 2C49P ST LNG CPT-1 RB-2 -- -- -- -- ACT-1

2 - HEALTH PHYSICS TEMP V3 2C50 ANL COUNT RM - PH SV-1 SV-1 -- -- -- -- ACT-2

2 - HEALTH PHYSICS TEMP V3 2C51 RAD PROT LAB SV-1 SV-1 -- -- -- -- ACT-2

8 - PASTORAL CARE TEMP V3 2C63 CHAP OFF CPT-1 RB-2 -- -- -- -- ACT-1

8 - PASTORAL CARE TEMP V3 2C65 CHAP OFF CPT-1 RB-2 -- -- -- -- ACT-1

8 - PASTORAL CARE TEMP V3 2C66 CHAP OFF CPT-1 RB-2 -- -- -- -- ACT-1

8 - PASTORAL CARE TEMP V3 2C67 CHAP OFF CPT-1 RB-2 -- -- -- -- ACT-1

8 - PASTORAL CARE TEMP V3 2C68 CHAP OFF CPT-1 RB-2 -- -- -- -- ACT-1

8 - PASTORAL CARE TEMP V3 2C69 DUTY RM - PH CPT-1 RB-2 -- -- -- -- ACT-1

8 - PASTORAL CARE TEMP V3 2C70 RELIG PROG SPLST OFF CPT-1 RB-2 -- -- -- -- ACT-1

8 - PASTORAL CARE TEMP V3 2C71 RELIG PROG SPLST OFF CPT-1 RB-2 -- -- -- -- ACT-1

8 - PASTORAL CARE TEMP V3 2C72 RELIG PROG SPLST OFF CPT-1 RB-2 -- -- -- -- ACT-1

8 - PASTORAL CARE TEMP V3 2C77 CHAP OFF CPT-1 RB-2 -- -- -- -- ACT-1

8 - PASTORAL CARE TEMP V3 2C79 CHAP OFF CPT-1 RB-2 -- -- -- -- ACT-1

8 - PASTORAL CARE TEMP V3 2C80 RELIG PROG SPLST OFF CPT-1 RB-2 -- -- -- -- ACT-1

0 - BUILDING COMMON 2C99A CORR VCT-1 RB-1 -- -- -- -- ACT-4

0 - BUILDING COMMON 2C99B CORR CPT-1 RB-2 -- -- -- -- ACT-4

0 - BUILDING COMMON 2C99C CORR CPT-1 RB-2 -- -- -- -- ACT-4

0 - BUILDING COMMON 2C99D CORR CPT-1 RB-2 -- -- -- -- ACT-4

0 - BUILDING COMMON 2C99E CORR VCT-1/VCT-
2

RB-1 -- -- -- -- ACT-4

0 - BUILDING COMMON 2C99F CORR CPT-1 RB-2 -- -- -- -- ACT-4

0 - BUILDING COMMON 2C99N CORR CPT-1 RB-2 -- -- -- -- ACT-4

0 - BUILDING COMMON 2CST STAIR C -- -- -- -- -- -- --

0 - BUILDING COMMON 2CXD

ROOM FINISH SCHEDULE - LEVEL 2 CONT.

DEPARTMENT NO. NAME

FLOOR WALLS CEILING

NOTESFINISH BASE

NORTH EAST SOUTH WEST

FINISHFINISH FINISH FINISH FINISH

8 - PASTORAL CARE TEMP V3 2B57 CHAP OFF CPT-1 RB-2 -- -- -- -- ACT-1

8 - PASTORAL CARE TEMP V3 2B58 CONF RM/ LIB CPT-1 RB-2 -- -- -- -- ACT-1

8 - PASTORAL CARE TEMP V3 2B59 CHAP OFF CPT-1 RB-2 -- -- -- -- ACT-1

8 - PASTORAL CARE TEMP V3 2B60 CHAP OFF CPT-1 RB-2 -- -- -- -- ACT-1

8 - PASTORAL CARE TEMP V3 2B61 CHAP OFF CPT-1 RB-2 -- -- -- -- ACT-1

8 - PASTORAL CARE TEMP V3 2B62 CHAP OFF CPT-1 RB-2 -- -- -- -- ACT-1

8 - PASTORAL CARE TEMP V3 2B64 CHAP OFF CPT-1 RB-2 -- -- -- -- ACT-1

10 - PUBLIC TEMP V3 2B73 M TLT MULT PTF-1 PTB-1 -- -- -- -- GYP/PT-6

8 - PASTORAL CARE TEMP V3 2B74 WAIT CPT-1 RB-2 -- -- -- -- ACT-1

8 - PASTORAL CARE TEMP V3 2B74A FAM WAIT CPT-1 RB-2 -- -- -- -- ACT-1

8 - PASTORAL CARE TEMP V3 2B75A REL SP ADM CUB CPT-1 RB-2 -- -- -- -- ACT-4

8 - PASTORAL CARE TEMP V3 2B75B REL SP ADM CUB CPT-1 RB-2 -- -- -- -- ACT-4

8 - PASTORAL CARE TEMP V3 2B75C REL SP ADM CUB CPT-1 RB-2 -- -- -- -- ACT-4

8 - PASTORAL CARE TEMP V3 2B75D REL SP ADM CUB CPT-1 RB-2 -- -- -- -- ACT-4

8 - PASTORAL CARE TEMP V3 2B75E REL SP ADM CUB CPT-1 RB-2 -- -- -- -- ACT-4

8 - PASTORAL CARE TEMP V3 2B76 SECY W/ VSTR WAIT CPT-1 RB-2 -- -- -- -- ACT-4

8 - PASTORAL CARE TEMP V3 2B78A STU RELIG PROG - PH CPT-1 RB-2 -- -- -- -- ACT-1

8 - PASTORAL CARE TEMP V3 2B78B STU RELIG PROG - PH CPT-1 RB-2 -- -- -- -- ACT-1

10 - PUBLIC TEMP V3 2B81 CONF LG CPT-1 RB-2 -- -- -- -- ACT-1

10 - PUBLIC TEMP V3 2B82 F TLT MULT PTF-1 PTB-1 -- -- -- -- GYP/PT-6

4 - LOGISTICS TEMP 3 2B83 JAN VCT-1 RB-1 -- -- -- -- GYP/PT-6

0 - BUILDING COMMON 2B84 ELEC BC VCT-1 RB-1 -- -- -- -- ACT-3

10 - PUBLIC TEMP V3 2B85 M TLT MULT PTF-1 PTB-1 -- -- -- -- GYP/PT-6

13 - INFORMATION MANAGEMENT TEMP V3 2B86 COMM VCT-1 RB-1 -- -- -- -- EXPO

0 - BUILDING COMMON 2B99A CORR VCT-1/VCT-
2

RB-1 -- -- -- -- ACT-4

0 - BUILDING COMMON 2B99B CORR CPT-1 RB-2 -- -- -- -- ACT-4

0 - BUILDING COMMON 2B99C CORR CPT-1 RB-2 -- -- -- -- ACT-4

0 - BUILDING COMMON 2B99D CORR CPT-1 RB-2 -- -- -- -- ACT-4

0 - BUILDING COMMON 2B99E CORR CPT-1 RB-2 -- -- -- -- ACT-4

0 - BUILDING COMMON 2B99F CORR CPT-1 RB-2 -- -- -- -- ACT-4

0 - BUILDING COMMON 2B99G CORR CPT-1 RB-2 -- -- -- -- ACT-4

0 - BUILDING COMMON 2B99H CORR CPT-1 RB-2 -- -- -- -- ACT-4

0 - BUILDING COMMON 2B99J CORR CPT-1 RB-2 -- -- -- -- ACT-4

0 - BUILDING COMMON 2B99K CORR CPT-1 RB-2 -- -- -- -- ACT-4

0 - BUILDING COMMON 2B99L CORR CPT-1 RB-2 -- -- -- -- ACT-4

0 - BUILDING COMMON 2B99M CORR CPT-1 RB-2 -- -- -- -- ACT-4

0 - BUILDING COMMON 2B99N CORR VCT-1/VCT-
2

RB-1 -- -- -- -- ACT-4

0 - BUILDING COMMON 2BE1 ELEV 1 -- -- -- -- -- -- --

0 - BUILDING COMMON 2BE2 ELEV 2 -- -- -- -- -- -- --

0 - BUILDING COMMON 2BST STAIR B -- -- -- -- -- -- --

0 - BUILDING COMMON 2BXA SHAFT -- -- -- -- -- -- --

13 - INFORMATION MANAGEMENT TEMP V3 2C00 OFF1 SYST FURN CPT-1 RB-2 -- -- -- -- ACT-1

5 - MEDICAL / SURGICAL EXEC OFFICES TEMP 3 2C01 WAIT VCT-2 RB-1 -- -- -- -- ACT-4

5 - MEDICAL / SURGICAL EXEC OFFICES TEMP 3 2C02 WAIT VCT-2 RB-1 -- -- -- -- ACT-4

5 - MEDICAL / SURGICAL EXEC OFFICES TEMP 3 2C03 MIL TEST - PH VCT-1 RB-1 -- -- -- -- ACT-1

5 - MEDICAL / SURGICAL EXEC OFFICES TEMP 3 2C03A EQUIP STOR VCT-1 RB-1 -- -- -- -- ACT-3

5 - MEDICAL / SURGICAL EXEC OFFICES TEMP 3 2C04 TLT CMDR PTF-1 PTB-1 -- -- -- -- GYP/PT-6

5 - MEDICAL / SURGICAL EXEC OFFICES TEMP 3 2C05 WAIT VCT-1 RB-1 -- -- -- -- ACT-1

5 - MEDICAL / SURGICAL EXEC OFFICES TEMP 3 2C05A CIV TEST - PH VCT-1 RB-1 -- -- -- -- ACT-1

5 - MEDICAL / SURGICAL EXEC OFFICES TEMP 3 2C05B EQUIP STOR VCT-1 RB-1 -- -- -- -- ACT-3

5 - MEDICAL / SURGICAL EXEC OFFICES TEMP 3 2C06 TLT CMDR PTF-1 PTB-1 -- -- -- -- GYP/PT-6

11 - VISUAL INFORMATION TEMP V3 2C07 STOR SHV VCT-1 RB-1 -- -- -- -- ACT-3

11 - VISUAL INFORMATION TEMP V3 2C08 ADMIN OFF DBL OCC - PH CPT-1 RB-2 -- -- -- -- ACT-1

11 - VISUAL INFORMATION TEMP V3 2C09 CLRM TABLE W/ CHAIR CPT-1 RB-2 -- -- -- -- ACT-1

5 - MEDICAL / SURGICAL EXEC OFFICES TEMP 3 2C10 PVT OFF DEPT SURG CPT-1 RB-2 -- -- -- -- ACT-1

5 - MEDICAL / SURGICAL EXEC OFFICES TEMP 3 2C11 PVT OFF DEPT SURG CPT-1 RB-2 -- -- -- -- ACT-1

5 - MEDICAL / SURGICAL EXEC OFFICES TEMP 3 2C12 PVT OFF DEP CMDR MED CPT-1 RB-2 -- -- -- -- ACT-1

5 - MEDICAL / SURGICAL EXEC OFFICES TEMP 3 2C13 PVT OFF DEP CMDR SURG CPT-1 RB-2 -- -- -- -- ACT-1

5 - MEDICAL / SURGICAL EXEC OFFICES TEMP 3 2C14 PVT OFF DEP CMDR SURG CPT-1 RB-2 -- -- -- -- ACT-1

5 - MEDICAL / SURGICAL EXEC OFFICES TEMP 3 2C15 PVT OFF DEP CMDR SURG CPT-1 RB-2 -- -- -- -- ACT-1

5 - MEDICAL / SURGICAL EXEC OFFICES TEMP 3 2C16 PVT OFF ACOS PUB HLTH CPT-1 RB-2 -- -- -- -- ACT-1

5 - MEDICAL / SURGICAL EXEC OFFICES TEMP 3 2C17 PVT OFF DEP CMDR SURG CPT-1 RB-2 -- -- -- -- ACT-1

5 - MEDICAL / SURGICAL EXEC OFFICES TEMP 3 2C18 PVT OFF PUB HLTH ADMIN SPT CPT-1 RB-2 -- -- -- -- ACT-1

5 - MEDICAL / SURGICAL EXEC OFFICES TEMP 3 2C19 PVT OFF PUB HLTH ADMIN SPT CPT-1 RB-2 -- -- -- -- ACT-1

5 - MEDICAL / SURGICAL EXEC OFFICES TEMP 3 2C20 PVT OFF STD FURN CPT-1 RB-2 -- -- -- -- ACT-1

5 - MEDICAL / SURGICAL EXEC OFFICES TEMP 3 2C21 PVT OFF COMD EEO CPT-1 RB-2 -- -- -- -- ACT-1

5 - MEDICAL / SURGICAL EXEC OFFICES TEMP 3 2C22 PVT OFF STD FURN CPT-1 RB-2 -- -- -- -- ACT-1

5 - MEDICAL / SURGICAL EXEC OFFICES TEMP 3 2C23 PVT OFF STD FURN CPT-1 RB-2 -- -- -- -- ACT-1

5 - MEDICAL / SURGICAL EXEC OFFICES TEMP 3 2C24 PVT OFF STD FURN CPT-1 RB-2 -- -- -- -- ACT-1

5 - MEDICAL / SURGICAL EXEC OFFICES TEMP 3 2C25 CONF LG CPT-1 RB-2 -- -- -- -- ACT-1

5 - MEDICAL / SURGICAL EXEC OFFICES TEMP 3 2C26 PVT OFF STD FURN CPT-1 RB-2 -- -- -- -- ACT-1

5 - MEDICAL / SURGICAL EXEC OFFICES TEMP 3 2C27A AC DEPT SURG CPT-1 RB-2 -- -- -- -- ACT-4

5 - MEDICAL / SURGICAL EXEC OFFICES TEMP 3 2C27B AC DEPT SURG CPT-1 RB-2 -- -- -- -- ACT-4

5 - MEDICAL / SURGICAL EXEC OFFICES TEMP 3 2C28 FILE STOR CPT-1 RB-2 -- -- -- -- ACT-3

5 - MEDICAL / SURGICAL EXEC OFFICES TEMP 3 2C29 PVT OFF DEPT MED CPT-1 RB-2 -- -- -- -- ACT-1

5 - MEDICAL / SURGICAL EXEC OFFICES TEMP 3 2C30 PVT OFF DEPT MED CPT-1 RB-2 -- -- -- -- ACT-1

5 - MEDICAL / SURGICAL EXEC OFFICES TEMP 3 2C31 PVT OFF DEPT MED CPT-1 RB-2 -- -- -- -- ACT-1

5 - MEDICAL / SURGICAL EXEC OFFICES TEMP 3 2C32 COPY VCT-1 RB-1 -- -- -- -- ACT-3

5 - MEDICAL / SURGICAL EXEC OFFICES TEMP 3 2C33 PVT OFF CLIN SPT ADMIN CPT-1 RB-2 -- -- -- -- ACT-1

5 - MEDICAL / SURGICAL EXEC OFFICES TEMP 3 2C34 PVT OFF DEPT MED CPT-1 RB-2 -- -- -- -- ACT-1

5 - MEDICAL / SURGICAL EXEC OFFICES TEMP 3 2C35A AC TBI ORTHO/ REHAB SPT CPT-1 RB-2 -- -- -- -- ACT-4

5 - MEDICAL / SURGICAL EXEC OFFICES TEMP 3 2C35B AC DEP CMDR MED CPT-1 RB-2 -- -- -- -- ACT-4

5 - MEDICAL / SURGICAL EXEC OFFICES TEMP 3 2C35C AC DEP CMDR MED CPT-1 RB-2 -- -- -- -- ACT-4

5 - MEDICAL / SURGICAL EXEC OFFICES TEMP 3 2C35D AC COMD HCA RES CPT-1 RB-2 -- -- -- -- ACT-4

5 - MEDICAL / SURGICAL EXEC OFFICES TEMP 3 2C35E AC DEP CMDR MED CPT-1 RB-2 -- -- -- -- ACT-4

5 - MEDICAL / SURGICAL EXEC OFFICES TEMP 3 2C35F AC DEPT SURG CPT-1 RB-2 -- -- -- -- ACT-4

5 - MEDICAL / SURGICAL EXEC OFFICES TEMP 3 2C35G AC DEPT SURG CPT-1 RB-2 -- -- -- -- ACT-4
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DN

ADMIN OFF
OFA02

1D26

ADMIN OFF
OFA02

1D24

ADMIN OFF
OFA02

1D22

CHNG LKR RM
LR002

1D17

CHNG LKR RM
LR002

1D16

EVAL
EYOT3

1D06

FILE GEN
FILE1

1C03

FULL L EYE LANE
EYEL3

1D09

PREP/POST OP
RRSS3

1D28

PRK/ LASIK
TREY3

1D27

TECH CUB
OFA03

1D01C

TECH CUB
OFA03

1D01A

TECH CUB
OFA03

1D01D

TECH CUB
OFA03

1D01B

TREAT/ EXAM
EYOT2

1D04

TREAT/ EXAM
EYOT2

1D02

WAIT
WRC01

1D20

EQUIP STOR
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CONF LG
CRA03

1D00
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MECH2

1D10
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A5106
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F2420
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CORR
(NONE)
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CORR
(NONE)
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(NONE)
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PAT LIB
CLR01

2A03

RECEP / CTRL OP
RECP1

2A00

WAIT CHAIRS
WRC01

2A42A

REC STOR MV SHV
MRS02

2A01

ADM CUB
OFA03

2A13A

ADM CUB
OFA03

2A13B

ADM CUB
OFA03

2A13C

ADM CUB
OFA03

2A13D

FRM LIT STOR
SRS01

2A31

OFF2 SYST FURN
OFA02

2A14
OFF2 SYST FURN

OFA02

2A12

OFF2 SYST FURN
OFA02

2A10

OFF2 SYST FURN
OFA02

2A08

OFF2 SYST FURN
OFA02

2A06

OFF2 SYST FURN
OFA02

2A04

OFF2 SYST FURN
OFA02

2A02

OFF2 SYST FURN
OFA02

2A33

OFF2 SYST FURN
OFA02

2A35

OFF2 SYST FURN
OFA02

2A37

OFF2 SYST FURN
OFA02

2A05A

OFF2 SYST FURN
OFA02

2A05B

ELEC BC
(NONE)

2A34

STAIR B
(NONE)

2BST

M TLT MULT
TLTM2

2A11

A6046

F0275M

F0275M

F0420

F2000
F2000

F3200

F0350

E0078M

F0275

F2000

F3200A6046

U5003

E0078M

F0275

F2000

F3200A6046

U5003

E0078M

F0275

F2000

F3200A6046

U5003

E0078M

F0205F0205

U5003

F0275

F2000

E0078

F3200
A6046

F0205F0205

U5003
F0275

F2000

E0078

F3200 A6046

F0205F0205

U5003

F0275

F2000

E0078

F0205

U5003

F0275

F2000

E0078

U5003

F3200A6046 F3200
A6046

CORR
(NONE)

2A99F

CORR
(NONE)

2A99C

CORR
(NONE)

2A99D

M1825

M1801

M1825M1825

M1801

M1825

M1825M1825
M1825

M1801

M1825

M1801

OFF2 SYST FURN
OFA02

2A05D

OFF2 SYST FURN
OFA02

2A05C

M1825

M1801

F3200
A6046

F0740

U5004

F0780

F0220

F0220

F0220

F0220

F0115

F0115 F0780

F0220

F0220

F0220

F0220

F3200

F3010

F3050

F2000

E0069M

F0275

F0420M

F2000

E0069M

F0275

F0420M

F2000

E0069M

F0275

F0420M

F2000

E0069M

F0275

F0420M

F2000

F0415F0415
F0415

E0069M-P

F0275

F0420M

F2000

M1801

F0415

F0420

A1150

A1150

A1150

A1150

M2070

M2070M2070

M2070

M2070

M2070

M2070

ADM CUB
OFA03

2A13P

CORR
(NONE)

2A99L

M1825

A1150

U7027
M0506

U7027
M0515M

F2310

F2300

F0740 F0740F0205M3

F0205M2

F0205M2

F2010

CB020M1

CB020M1

CB020M1

CB020M1

U5004

F0415 F0415 F0415

F0205M2

F0205M3F0740

A5145

A5145

A5200

A1066

F0420M

F0420M

E0069M-P

E0069M-P

A6046_74

A6046_72 A6046_92

A6046M_21

A6046M_22

F0420M

E0069M-PF0420M

F0275

F0275

E0069M-P

E0069M-P

F0275

E0069M-P

F2000

F2000

F0275

F2000

F2000

12 13 14 15 16 17
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A.9

11.9

M1801

M1801

M1801

M1801

M1801

M1801

M1801
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M1801

M1801

REC STOR MV SHV
MRS02

2A44

M1801

M1801

M1840

M1801

M1801

M1801

M1801

A5075

A5080

F0740

M1801

M1825

A6046_81

F0415 F0415 F0415 F0415

F0420M

E0069M

F0275

F0420M

F0420M

E0069M-P

F0275

F2000

P3100

P9050

A5109

CORR
(NONE)

2B99N
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OFF1 SYST FURN
OFA02

2A21

SHARED OFF
OFA03

2A25

OFF2 SYST FURN
OFA02

2A24

ADM CUB
OFA03

2A13A

ADM CUB
OFA03

2A13E

ADM CUB
OFA03

2A13J

ADM CUB
OFA03

2A13B

ADM CUB
OFA03

2A13G

ADM CUB
OFA03

2A13F

ADM CUB
OFA03

2A13K

ADM CUB
OFA03

2A13C

ADM CUB
OFA03

2A13L

ADM CUB
OFA03

2A13H

ADM CUB
OFA03

2A13M

ADM CUB
OFA03

2A13D

OFF2 SYST FURN
OFA02

2A23

OFF2 SYST FURN
OFA02

2A20

OFF2 SYST FURN
OFA02

2A18

OFF2 SYST FURN
OFA02

2A16

OFF2 SYST FURN
OFA02

2A14
OFF2 SYST FURN

OFA02

2A12

OFF2 SYST FURN
OFA02

2A37

OFF2 SYST FURN
OFA02

2A39

OFF2 SYST FURN
OFA02

2A41

COMM
COMC1

2A22

U5003

E0078M

F0275

F2000

F3200A6046

U5003

E0078M

F0275

F2000

F3200
A6046

U5003

E0078M

F0275

F2000

F3200
A6046

F0205 F0205

F3200 A6046 F3200 A6046 F3200
A6046

F0205

U5003

F0275

F2000

E0078

F3200

F0205

U5003

F0275

F2000

E0078

F0205F0205

U5003 F0275

F2000

E0078

F0205F0205

U5003

F0275

F2000

E0078

U5003

U5003

F0275

F2000

E0078M

CORR
(NONE)

2A99B

CORR
(NONE)

2A99D

CORR
(NONE)

2A99E

M1801

M1825

M1801

M1825

M1801

M1825

M1801

M1825

M1801

M1825

M1825M1825

M1801

M1801M1801

M1801
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M1825

M1825

A6046
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E0078M

F3200
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E0078M
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F2000

F3200

A6046

F0205F0205

U5003
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F2000

A6046

F0205F0205

U5003

E0123 F2000

F0275

M1825
M1801

F0415 F0415 F0415 F0415 F0415 F0415 F0415

A5145

A5145

A5145

A1000M1

A6046_27

A6046_70

F0420M

E0069M-P
F0420M F0420M
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DN

F3200

P3100 P3100P3100

ST LNG
SL001

2A30B

ADM CUB
OFA03

2A69

SHARED OFF
OFA02

2A72

PROV EX
OFDC1

2A73

PROV EX
OFDC1

2A30A

PROV EX
OFDC1

2A29

PROV EX
OFDC1

2A28

PROV EX
OFDC1

2A27

PROV EX
OFDC1

2A26

PROV EX
OFDC1

2A25

ADMIN OFF SYST
FURN
OFA02

2A68

ADMIN OFF SYST
FURN
OFA02

2A70

ADMIN OFF SYST
FURN
OFA02

2A71

ADMIN OFF SYST
FURN
OFA02

2A64

ADMIN OFF SYST
FURN
OFA02

2A66

CORR
(NONE)

2A99H

CORR
(NONE)

2A99J

M1825
M1801

M1825
M1801

A5075 A5080 A5075 A5080A5075 A5080

A5145

F0205F0205

F0275

F0275M

F2000

F2000F2000

F2000

F2000

F0415

F0420

F0420

E0078M

F0420
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F0275

F0205F0205

F3200

F0205
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F0420

F3200

E0078M

F0275M

F2000

F0205 F0205

A6046

F0420

F0205

F0275M

E0123

F2000

F0205

F2000

F0275M

F0420

E0078M

F3200

F3200

F0275M

F0275M

F2000

F0420
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E0123

E0123

E0078M

F0275M
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F0205

F0420

F2000

E0084M
U5003

F0275M

17 18 19 20 21

A.9

F.2

M0506M
U7027

M1801

M1825
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R7000MM1825M1801

M1825

M1801

M1825
M1801

M1825
M1801

M1825
M1801

M1825

M1801

M1825

M1801M1825
M1801

M1825
M1801

F2000

F0275
E0078M
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ADMIN OFF
OFA02

2B28

ADM CUB
OFA03

2B32A

ADM CUB
OFA03

2B32C

ADM CUB
OFA03

2B31A

CHIEF'S OFF
OFA02

2B49

CONF LG
CRA03

2B29

NCOIC/ LCPO/ LPO
OFF

OFA02

2B30

TLT
TLTU1

2B42

ADM CUB
OFA03

2B31C

ADM CUB
OFA03

2B32F

F TLT SNGL
TLTF1

2B27

GRP THER
OPMH1

2B46

M TLT SNGL
TLTM1

2B40

MNTL HLTH PROV
OFDC1

2B41

MNTL HLTH PROV
OFDC1

2B43
MNTL HLTH PROV

OFDC1

2B45

MNTL HLTH PROV
OFDC1

2B47

MNTL HLTH PROV
OFDC1

2B50

MNTL HLTH PROV
OFDC1

2B51

MNTL HLTH PROV
OFDC1

2B52

MNTL HLTH PROV
OFDC1

2B53

MNTL HLTH PROV
OFDC1

2B54

MNTL HLTH PROV
OFDC1

2B55

ELEC BC
(NONE)

2B48A

ADM CUB
OFA03

2B31B

F3200

F3200

F3200

A6046

F3200

A6046

F3200

A6046

F3200

F3200 F3200

A6046

F0305M1 F0305M1

F2000
F3200

U5003

F3200

U5003

F3200

A6046

U5003

F2010

F2010

F2010

F2000

F0690

F0220

F0465M

F0115

F2100

F3200

A6046_77

A6046

F3055

F2000F0295

F0295

F0295

F0295

F0295

F0295

F0295

CORR
(NONE)

2B99E

CORR
(NONE)

2B99G

CORR
(NONE)

2B99H

M1825

M1801

U7027
M0515M M0507

M1801

A5080

A5075

A5080

A5075

A5080

A5075

U7012

U7012

A5090

M1801

ADM CUB
OFA03

2B32H

ADM CUB
OFA03

2B32J

ADM CUB
OFA03

2B32G

ADM CUB
OFA03

2B32E

ADM CUB
OFA03

2B32D

ADM CUB
OFA03

2B32B

M1825

M1801

M1801

M1825

M1801

M1825
M1801

M1825
M1801

M1825

M1801

M1825

M1801

M1825

M1801

M1825

M1801

M1825

M1801

M1825

M1801

F0305M1 F0305M1 F0305M1 F0305M1 F0305M1 F0305M1

E0078M

F2000

F0275

E0078M

F2000

F0275

E0078M

F2000

F0275

F0305M1

F0305M1

F0305M1

F0305M1

E0078M
F2000

F0275

E0078M
F2000

F0275

E0078M
F2000

F0275

E0078M

F2000

F0275

F0305M1
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E0078M
F2000

F0275

E0078M F2000

F0275

F0305M1

F0305M1
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F0755M5

F0755M5
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F0755M5 F0220

F0220

F0220
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F0220

F0220

F0220

F0220

F0220

F0220

F0220

F0220

F0305M1
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A6046
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F2000
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F0275
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F3200
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F2000
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F0275

E0084M1-P

E0084M1-P

E0084M1-P
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M1801

P9050
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DN

PAT LIB
CLR01

2A03

RECEP / CTRL OP
RECP1

2A00

WAIT CHAIRS
WRC01

2A42A

REC STOR MV SHV
MRS02

2A01

OFF2 SYST FURN
OFA02

2A04

OFF2 SYST FURN
OFA02

2A02

CLIN WAIT
WRC01

2B17

RECEP
RECP1

2B18

ADMIN OFF
OFA02

2B28
ADMIN OFF

OFA02

2B26
ADMIN OFF

OFA02

2B24

ADMIN OFF
OFA02

2B22

CONF LG
CRA03

2B29

FRM LIT STOR
SRS01

2B18A

NCOIC/ LCPO/ LPO
OFF

OFA02

2B30

TLT
TLTU1

2B21

TLT
TLTU1

2B42 CONF RM/ ACTIVITY
RM

CRA02

2B19

F TLT SNGL
TLTF1

2B27

M TLT SNGL
TLTM1

2B40

MNTL HLTH PROV
OFDC1

2B37

MNTL HLTH PROV
OFDC1

2B39

MNTL HLTH PROV
OFDC1

2B41

MNTL HLTH PROV
OFDC1

2B43

MNTL HLTH PROV
OFDC1

2B34

MNTL HLTH PROV
OFDC1

2B35

MNTL HLTH PROV
OFDC1

2B36

PROC/ INT
EXRG2

2B25

SECY W/ VSTR WAIT
SEC01

2B38

F0755
F0220

F0220 F0220 F0220 F0220

F0220

F0220 F0220 F0220 F0220

F3200

A6046

F3050

F2100

F0275M

F0275M

F0420

F2000
F2000

F3200

F0350

U5003
F0275

F2000

E0078

F3200A6046 F3200

F0275

F0275

F0420F0420

F2000

F2000F3200

F3200

F3200 F3200

U5003

F3200

A6046

U5003

F3200

F2010

F2010

F2010

A6046

F0305M1

F3200

A6046

F2000

F0690

F0220

F0465M

F0115

F2100

F3200

F3055

F2000

F0205M

F3200

F0305M1

PAT EDU KIOSK ALC
CLSC1

2A99K

CORR
(NONE)

2B99D

CORR
(NONE)

2B99C

CORR
(NONE)

2B99E

CORR
(NONE)

2B99G

CORR
(NONE)

2B99F

LOBBY
LOB01

2A99A

M2070

M2070M2070

M2070

M2070

M2070

M2070

M0515
U7027

U7012

M1801M2

M1801M2

F2540

M1840

U7013

U7027
M0515M M0507

M1801

A5080

A5075

A5080

A5075

A5080

A5075

A5080
A5075

A5106

M1801

M4100

M4200

U7012

U7027

M0515M

M0507

A5090

K1552M

M1801

F0305M1 F0305M1 F0305M1 F0305M1

E0078M
F0275

F2000
F2000

E0078M

F0420

F0275

F2000

F0275F0275

M1825

M1801

M1825

M1801

M1825

M1801

M1825

M1801

M1825

M1801

M1825

M1801

M1825

M1801 M1801 M1801

M1825

F2000

F0305M1 F0305M1 F0305M1 F0305M1

F0275

E0078M

F2000

F0275

E0078M

F2000

F0275

F0305M1F0305M1

F2010

U5003

E0078M

F2000

F0275

E0078M

F2000

F0275

F0305M1F0305M1
U5003

E0078M

F2000

F0275

F0755M5

F0755M5

F0755M5

F0755M5

F0755M5 F0220

F0220

F0220

F0220

F0220

F0220

F0220

U5003

F3200

A6046

F0305M1F0305M1

F2000

E0123

F0275
U5003

F3200

F0305M1 F0305M1

F2000

E0123

F0275
U5003

F3200

A6046
F0305M1F0305M1

F2000

E0123

F0275

F3200

A6046

F2000

E0123

F0275

F3200

A6046

F2000

E0123

F0275

F0305

F0305

F0305 F0305

F0305

F0305

F0305

F0740F0740

F0305

F0740

U5004

F0780

F0220

F0220

F0220

F0220

F0115

F0115 F0780

F0220

F0220

F0220

F0220

F3010

F2000

F0420

A1150

A1150

M4040

E0948

M4116

M1802M

F2000 E0123

F0275F0275

F2000
E0123 F2000

P9050

A5109

P3100

P3100

P9050

A5109

P9050

A5109

P3100

M1825

M1801

F0305M1 F0305M1

F0275

E0078M
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JAN
JANC1

2B83

CONF LG
CRA03

2C25

TLT CMDR
TLTU1

2C04

TLT CMDR
TLTU1

2C06

WAIT
WRC01

2C05

WAIT
WRC01

2C02

ADMIN OFF
OFA02

2B28
ADMIN OFF

OFA02

2B26

ADM CUB
OFA03

2B12B

ADM CUB
OFA03

2B12D

ADM CUB
OFA03

2B12A

ADM CUB
OFA03

2B12C

ADMIN OFF
OFA01

2B08

ADMIN OFF
OFA01

2B01

GRP ACTIVITY RM
DAYR1

2B04

INFO DESK
RECP3

2B00

ST LNG
SL001

2B14

STOR RM EQUIP/ SHV
SRSE1

2B02

CONF LG
CRA03

2B16

CONF LG
CRA03
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COMC1
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ELEC BC
(NONE)
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M1801

M1825
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M1825
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U7027
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A5075

A5080
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2B85
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F3200
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F2010 F2010
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A6046

C04P0

CB020M1

F3200

F3050F2015
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U5003

F3200
A6046

F0205 F0205

E0078M

F0275

F2000

F0275

F0420F2000

F3200

F0755
F0220

F0220F0220F0220F0220

F0220

F0220F0220F0220F0220

F0275M
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	2045 IN-101-A INTERIORS - FLOOR PATTERN PLAN - FIRST FLOOR, AREA A
	2046 IN-101-B INTERIORS - FLOOR PATTERN PLAN - FIRST FLOOR, AREA B
	2047 IN-101-C INTERIORS - FLOOR PATTERN PLAN - FIRST FLOOR, AREA C
	2048 IN-101-D INTERIORS - FLOOR PATTERN PLAN - FIRST FLOOR, AREA D
	2049 IN-102-A INTERIORS - FLOOR PATTERN PLAN - SECOND FLOOR, AREA A
	2050 IN-102-B INTERIORS - FLOOR PATTERN PLAN - SECOND FLOOR, AREA B
	2051 IN-102-C INTERIORS - FLOOR PATTERN PLAN - SECOND FLOOR, AREA C
	2052 IP-101-A INTERIORS - WALL PROTECTION PLAN - FIRST FLOOR, AREA A
	2053 IP-101-B INTERIORS - WALL PROTECTION PLAN - FIRST FLOOR, AREA B
	2054 IP-101-C INTERIORS - WALL PROTECTION PLAN - FIRST FLOOR, AREA C
	2055 IP-101-D INTERIORS - WALL PROTECTION PLAN - FIRST FLOOR, AREA D
	2056 IP-102-A INTERIORS - WALL PROTECTION PLAN - SECOND FLOOR, AREA A
	2057 IP-102-B INTERIORS - WALL PROTECTION PLAN - SECOND FLOOR, AREA B
	2058 IP-102-C INTERIORS - WALL PROTECTION PLAN - SECOND FLOOR, AREA C
	2059 I-601 INTERIORS - ROOM FINISH SCHEDULE - FIRST FLOOR
	2060 I-602 INTERIORS - ROOM FINISH SCHEDULE - FIRST FLOOR CONT.
	2061 I-603 INTERIORS - ROOM FINISH SCHEDULE - SECOND FLOOR
	2062 I-604 INTERIORS - ROOM FINISH SCHEDULE - SECOND FLOOR CONT.

