
A-404

A1

ELEVATOR PIT (EXCAVATION)
SLAB AND FOOTINGS.  SEE
SHEET A-401.

EXISTING ISLANDS

2-HOUR FIRE CMU WALL ON
CONCRETE FOUNDATION WALL.
SEE DETAIL A2/A-311.

226'-8"

2
5

4
'-2

"

100'-8"

1
4

5
'-2

"

126'-0"

STAIR TOWER.
SEE SHEET A-404.

STAIR TOWER. SEE
SHEET A-402.

EXIT STAIR

RAMP AND STAIR TOWER

RAMP AND WALKWAYS

ELEVATOR
TOWER. SEE
SHEET A-401.   
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 1/16" = 1'-0"A-10C-VA-201-V

CRAWLSPACE PLANA1
0 8'-0" 16'-0" 32'-0"

KEYNOTES ON SHEET
1 DOWNSPOUT

2 DOWNSPOUT DIVERTER TO EAST- INCLUDE FLEXIBLE
BOOT EXTENSION TO DIRECT WATER PAST HELICAL
PIER, DIRECT FLOW UNDER SKIRT OR AROUND
CORNER.  SECURE END OF FLEXIBLE SECTION TO
PAVEMENT OR UNDERSIDE OF SKIRT.

3 DOWNSPOUT DIVERTER TO WEST- INCLUDE FLEXIBLE
BOOT EXTENSION TO DIRECT WATER PAST HELICAL
PIER, DIRECT FLOW UNDER SKIRT OR AROUND
CORNER.  SECURE END OF FLEXIBLE SECTION TO
PAVEMENT OR UNDERSIDE OF SKIRT.

4 DOWNSPOUT- INCLUDE SPLASH BLOCK AT GRADE

5 STRUCTURAL SUPPORTS FOR STAIR POSTS
(CONCRETE PIER "SONOTUBE"). EXACT LOCATION AND
SIZE TO BE ENGINEERED BY CONTRACTOR/STAIR
MANUFACTURER - TYPICAL - SEE DETAIL B1/A-524.

SYM DESCRIPTION DATE

35% SUBMISSION 03/08/13

65% SUBMISSION 04/26/13

65% VE SUBMISSION 11/25/13

100% FINAL DESIGN
SUBMISSION

02/14/14

FINAL CORRECTED
SET

03/26/14

1 BID OPTION 11/04/15



A-203-V

A1

A-202-VC
2

A-205

C2

A-202-VA
1

A2

A-302

A-201-V

A1

A-201-V

C1

A-204-V A
1

A-204-V C
1

D1

C3

C1

B3

B1

D2

C4

C2

B4

B2 A1

A3 A4

A2

CLIN WAIT
1B36

EQUIP HOLD
1A54

JAN
1B06

STOR RM
EQUIP/ SHV

1A52ADM CUB
1A53A

ADM CUB
1A53B

EQUIP STOR
1A50

STOR SHV
1A50A

ADMIN OFF
1D26

ADMIN OFF
1D24
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1D12
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CONF SM
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1B05

RECEP
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ADM CUB
1B78A

CLIN WAIT
1C00A

CONT LENS FIT/
DISP
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ELEC
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EYE LANE FLD
ELEC
1B27
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EYE LANE FLD
ELEC
1B40

FUNDUS CAMER
RM

1B39

NCOIC/ LPO OFF
1B18

OPT/ TECH WK
1B38

OPT/ TECH WK
1B19

OPT/ TECH WK
1C25

OPT/ TECH WK
1C23

PROV OFF
ARMY
1B17

PROV OFF
ARMY
1B16

PROV OFF
ARMY
1B15

RECEP
1B37

VIS FIELD
1B25

VIS SCRN
1B24

VIS SCRN
1B22

VIS SCRN
1B23

ADMIN OFF
SYST FURN
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1C13

PEDS WAIT RM
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1C83D
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1C83C
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1B81D

ST LNG
1C85

STOR RM
EQUIP/ SHV

1C05

VIS FIELD
1C43

VIS FIELD
1C28

VIS FIELD
1C45

WAIT
1C00C

ALTAR
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CHAPEL
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SACRISTY ST
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LOBBY
1A99B

PAT EDU KIOSK
ALC

1A99C
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1B34

CN LKR RM
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SHWR
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ADMINSTRATIVE
CUBICLE

1A53B
OFA03

ACTUAL:  61 SF
PROG:  60 SF

PATIENT
TOILET
1A35

TLTU1
ACTUAL:  53 SF
PROG:  50 SF

PATIENT
TOILET
1A37

TLTU1
ACTUAL:  53 SF
PROG:  50 SF

EQUIPMENT
STORAGE

1A23
SRE01

ACTUAL:  195 SF
PROG:  200 SF

SOILED
UTILITY

1A21
USCL1

ACTUAL:  93 SF
PROG:  90 SF

ADVICE
NURSE
OFFICE,
SYSTEM

FURNITURE

1A20
OFA02

ACTUAL:  120 SF
PROG:  120 SF

CONFERENCE
ROOM/

LOUNGE

1A33
CRA01

ACTUAL:  213 SF
PROG:  250 SF

OFFICE,
NURSE

MANAGER,
SYSTEM

FURNITURE

1A18
OFA02

ACTUAL:  120 SF
PROG:  120 SF

PROVIDER
OFFICE

1A22
OFD02

ACTUAL:  120 SF
PROG:  120 SF

PROVIDER
OFFICE

1A24
OFD02

ACTUAL:  120 SF
PROG:  120 SF

WORKROOM,
NURSE
1A38

WRCH1
ACTUAL:  90 SF
PROG:  120 SF

COMMUNICATIONS
ROOM
1A56

COMC1
ACTUAL:  143 SF
PROG:  100 SF

STAIR A,
BUILDING
COMMON

1AST
(NONE)

ACTUAL:  202 SF
PROG:  0 SF

EQUIPMENT
HOLDING

1A54
SRE01

ACTUAL:  254 SF
PROG:  300 SF

PROCEDURE
ROOM TOILET

1A43
TLTU1

ACTUAL:  60 SF
PROG:  50 SF

CORRIDOR,
BUILDING
COMMON

1A99F
(NONE)

ACTUAL:  251 SF
PROG:  0 SF

CORRIDOR,
BUILDING
COMMON

1A99H
(NONE)

ACTUAL:  188 SF
PROG:  0 SF

CORRIDOR,
BUILDING
COMMON

1A99J
(NONE)

ACTUAL:  514 SF
PROG:  0 SF

CORRIDOR,
BUILDING
COMMON

1A99K
(NONE)

ACTUAL:  334 SF
PROG:  0 SF

PLUMBING
ROOM,

BUILDING
COMMON

1A58
(NONE)

ACTUAL:  192 SF
PROG:  0 SF

4'-5" 6'-5" 3'-5" 4'-5" 3'-0" 4'-5" 3'-5" 3'-0" 3'-5"

CRASH CART
ALCOVE
1A38B
RCA01

ACTUAL:  9 SF
PROG:  20 SF
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SHEET NOTES:
FLOOR PLAN

1. PARTITION TYPE IS "AC" UNLESS NOTED
OTHERWISE.

2. ALL DIMENSIONS ARE TO FINISHED FACE OF
WALLS.

3. ALL EXTERIOR WINDOWS AND INTERIOR
BORROWED LITES ARE TO RECEIVE MINI-BLINDS,
EXCEPT FOR BEHAVIORAL HEALTH INTERIOR
BORROWED LITES WHICH ARE TO RECEIVE SH1
TYPE WINDOW SHADES. CONFERENCE ROOM 110
TO RECEIVE SH2 TYPE WINDOW SHADE.

4. REFER TO SHEET AI-551 FOR STANDARD
PLUMBING FIXTURE LAYOUTS AND DIMENSIONS.

5. SUPPORT COLUMNS ARE SHOWN IN PLAN ON
LEVEL 2 FOR ROOFTOP EQUIPMENT LOADS.
HOWEVER, THE CONTRACTOR SHALL DETERMINE
THE CORRECT NUMBER AND PLACEMENT AS PART
OF ENGINEERING THE SUPPORTS .  NO
ADDITIONAL SUPPORT COLUMNS ARE SHOWN ON
LEVEL 1, HOWEVER IT IS ANTICIPATED THAT
ADDITIONAL COLUMNS (WITHIN THE PARTITIONS)
ON LEVEL 1 WILL BE REQUIRED AS PART OF THE
CONTRACTOR'S MODULAR ENGINEERING FOR
THE ROOFTOP EQUIPMENT LOADS.  COORDINATE
LOCATIONS OF ADDITIONAL COLUMNS SO THEY
ARE WITHIN PARTITIONS AND NOT IN CONFLICT
WITH EQUIPMENT AND FURNITURE LAYOUTS
SHOWN.

6. SEE SHEET AI-551 FOR TYPICAL TOILET ROOM
LAYOUT.

C

SYMBOL DENOTES THE
"KEY" SIDE OF DOOR
INSTANCE FOR CIPHER
LOCK (ON HARDWARE
TRIM)- SWING/ "KEY" SIDE
RELATIONSHIP VARIES
WITH INSTANCE (BOTH
NORMAL AND REVERSE
BEVEL INSTANCES
OCCUR)- SEE EACH
LOCATION ON PLAN

"KEY" SIDE
(VARIES)

INSIDE
(VARIES)

DOOR CIPHER LOCKS LEGEND

4321

C

D

B

A

ARCHITECTURE  |  ENGINEERING
& CONSULTING

1101 KING STREET
SUITE 400

ALEXANDRIA, VIRGINIA 22314
703-518-8500

D
E

P
A

R
T

M
E

N
T

 O
F

 T
H

E
 N

A
V

Y

NAVFAC DRAWING NO.

CONSTR. CONTR. NO.

EPROJECT NO.:

SCALE:

SHEET OF

N
A

V
A

L
 F

A
C

IL
IT

IE
S

 E
N

G
IN

E
E

R
IN

G
 C

O
M

M
A

N
D

CHIEF ENG/ARCH

BRANCH MANAGER

PM/DM

DES DRW CHK

SATISFACTORY TO DATE

ACTIVITY

FOR COMMANDER NAVFAC

APPROVED

5

C

D

B

A

4321 5

KEY PLAN

A1 A2

A4A3

B2B1

B3 B4

C2C1

C4C3

D1 D2

As indicated

C
:\
rv

t\
2

0
1

5
\1

9
1

2
7
4

-A
-F

3
-C

E
N

T
R

A
L

_
g
o

w
h

it
e

.r
v
t

1
0

/3
0
/2

0
1

5
 1

0
:5

2
:0

7
 A

M

A-101-A2-V

A
R

C
H

IT
E

C
T

U
R

A
L
 -

 F
L
O

O
R

 P
L
A

N
 -

 F
IR

S
T

 F
L
O

O
R

 A
R

E
A

 A
2

13065779

N62470-09-D-9044

1151333

0

N
A

V
A

L
 F

A
C

IL
IT

IE
S

 E
N

G
IN

E
E

R
IN

G
 C

O
M

M
A

N
D

 ~
 N

A
V

F
A

C
 W

A
S

H
IN

G
T

O
N

A
T

L
A

N
T

IC
W

a
lt
e

r 
R

e
e

d
 N

a
ti
o

n
a
l 
M

ili
ta

ry
 M

e
d

ic
a

l 
C

e
n

te
r 

- 
B

e
th

e
s
d

a
y
, 

M
a

ry
la

n
d

N
S

A
/B

e
th

e
s
d
a

B
E

T
H

E
S

D
A

, 
M

D

P
1
2
5
 -

 T
E

M
P

O
R

A
R

Y
 M

E
D

IC
A

L
 F

A
C

IL
IT

IE
S

P
A

C
K

A
G

E
 2

 -
 C

L
IN

IC
 B

U
IL

D
IN

G

TOM COX

N/A

CHEMENJU/HILL

SW GW HE

 1/4" = 1'-0"
1

LEVEL 1 P125 AREA A2
0 2'-0" 4'-0" 8'-0"

KEYNOTES ON SHEET
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SYM DESCRIPTION DATE

20% SUBMISSION 01/18/13
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65% SUBMISSION 04/26/13

65% VE SUBMISSION 11/25/13

100% FINAL DESIGN
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UPDN

STORAGE
ROOM,

EQUIPMENT/
SHELVING

1A52
SRSE1

ACTUAL:  168 SF
PROG:  200 SF

ADMINSTRATIVE
CUBICLE

1A53A
OFA03

ACTUAL:  64 SF
PROG:  60 SF

ADMINSTRATIVE
CUBICLE

1A53B
OFA03

ACTUAL:  61 SF
PROG:  60 SF

EQUIPMENT
STORAGE

1A50
SRE01

ACTUAL:  250 SF
PROG:  300 SF

STORAGE
ROOM,

SHELVING

1A50A
SRS01

ACTUAL:  108 SF
PROG:  100 SF

CN LKR RM
CHNG AREA

1A48
LR002

ACTUAL:  208 SF
PROG:  222 SF

CN LKR RM
CHNG AREA

STAIR A,
BUILDING
COMMON

1AST
(NONE)

ACTUAL:  202 SF
PROG:  0 SF

CORRIDOR,
BUILDING
COMMON

1A99L
(NONE)

ACTUAL:  346 SF
PROG:  0 SF

SHWR
1A48D

SHWR1
ACTUAL:  56 SF
PROG:  60 SF

SHWR

CORRIDOR,
BUILDING
COMMON

1A99K
ACTUAL:  334 SF

PROG:  0 SF

TLT
1A48B
TLTU1

ACTUAL:  38 SF
PROG:  50 SF

TLT

TLT
1A48A
TLTU1

ACTUAL:  23 SF
PROG:  50 SF

TLT

VESTIBULE,
BUILDING
COMMON

1A99M
(NONE)

ACTUAL:  65 SF
PROG:  0 SF

PROCEDURE
ROOM TOILET

1A43
TLTU1

ACTUAL:  60 SF
PROG:  50 SF

TREATMENT
ROOM
1A40

TRGM1
ACTUAL:  79 SF
PROG:  80 SF

TREATMENT
ROOM
1A41

TRGM1
ACTUAL:  79 SF
PROG:  80 SF

TREATMENT
ROOM
1A42

TRGM1
ACTUAL:  84 SF
PROG:  80 SF

SHWR
1A48C

SHWR1
ACTUAL:  69 SF
PROG:  60 SF

SHWR

TRASH
HOLDING - PH

1A51
SRE01

ACTUAL:  73 SF
PROG:  0 SF
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C
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SHEET NOTES:
FLOOR PLAN

1. PARTITION TYPE IS "AC" UNLESS NOTED
OTHERWISE.

2. ALL DIMENSIONS ARE TO FINISHED FACE OF
WALLS.

3. ALL EXTERIOR WINDOWS AND INTERIOR
BORROWED LITES ARE TO RECEIVE MINI-BLINDS,
EXCEPT FOR BEHAVIORAL HEALTH INTERIOR
BORROWED LITES WHICH ARE TO RECEIVE SH1
TYPE WINDOW SHADES. CONFERENCE ROOM 110
TO RECEIVE SH2 TYPE WINDOW SHADE.

4. REFER TO SHEET AI-551 FOR STANDARD
PLUMBING FIXTURE LAYOUTS AND DIMENSIONS.

5. SUPPORT COLUMNS ARE SHOWN IN PLAN ON
LEVEL 2 FOR ROOFTOP EQUIPMENT LOADS.
HOWEVER, THE CONTRACTOR SHALL DETERMINE
THE CORRECT NUMBER AND PLACEMENT AS PART
OF ENGINEERING THE SUPPORTS .  NO
ADDITIONAL SUPPORT COLUMNS ARE SHOWN ON
LEVEL 1, HOWEVER IT IS ANTICIPATED THAT
ADDITIONAL COLUMNS (WITHIN THE PARTITIONS)
ON LEVEL 1 WILL BE REQUIRED AS PART OF THE
CONTRACTOR'S MODULAR ENGINEERING FOR
THE ROOFTOP EQUIPMENT LOADS.  COORDINATE
LOCATIONS OF ADDITIONAL COLUMNS SO THEY
ARE WITHIN PARTITIONS AND NOT IN CONFLICT
WITH EQUIPMENT AND FURNITURE LAYOUTS
SHOWN.

6. SEE SHEET AI-551 FOR TYPICAL TOILET ROOM
LAYOUT.

C

SYMBOL DENOTES THE
"KEY" SIDE OF DOOR
INSTANCE FOR CIPHER
LOCK (ON HARDWARE
TRIM)- SWING/ "KEY" SIDE
RELATIONSHIP VARIES
WITH INSTANCE (BOTH
NORMAL AND REVERSE
BEVEL INSTANCES
OCCUR)- SEE EACH
LOCATION ON PLAN

"KEY" SIDE
(VARIES)

INSIDE
(VARIES)

DOOR CIPHER LOCKS LEGEND
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SYM DESCRIPTION DATE

20% SUBMISSION 01/18/13
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65% VE SUBMISSION 11/25/13

100% FINAL DESIGN
SUBMISSION
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FINAL CORRECTED
SET

03/26/14

1 BID OPTION 11/04/15



UP

JANITORS'
CLOSET

1B06
JANC1

ACTUAL:  51 SF
PROG:  60 SF

CONFERENCE
ROOM, SMALL

1B08
CRA01

ACTUAL:  232 SF
PROG:  250 SF

RECEPTION
1B04

RECP1
ACTUAL:  72 SF
PROG:  140 SF

COUNSELING
ROOM
1B20

OFDC2
ACTUAL:  122 SF
PROG:  120 SF

OPT/ TECH
WORK AREA

1B19
OFA03

ACTUAL:  123 SF
PROG:  60 SF

VISUAL FIELD
1B25

EYVF1
ACTUAL:  140 SF
PROG:  120 SF

VISUAL
SCREENING

1B24
EYVS1

ACTUAL:  134 SF
PROG:  120 SF

VISUAL
SCREENING

1B22
EYVS1

ACTUAL:  135 SF
PROG:  120 SF

VISUAL
SCREENING

1B23
EYVS1

ACTUAL:  127 SF
PROG:  120 SF

MALE TOILET,
MULTIPLE

1B03
TLTM2

ACTUAL:  194 SF
PROG:  111 SF

ADULT
SCREENING /
VITAL SIGNS

ROOM

1A05
EXRG4

ACTUAL:  98 SF
PROG:  80 SF

EXAM ROOM
1A06

EXRG2
ACTUAL:  120 SF
PROG:  120 SF

EXAM ROOM
1A07

EXRG2
ACTUAL:  120 SF
PROG:  120 SF

CLEAN
UTILITY

1A08
UCCL1

ACTUAL:  82 SF
PROG:  120 SF

ELEVATOR
MACHINE

ROOM,
BUILDING
COMMON

1B07
(NONE)

ACTUAL:  91 SF
PROG:  0 SF

LOBBY
1A99B
LOB01

ACTUAL:  782 SF
PROG:  165 SF

ADMINSTRATIVE
CUBICLE

1B12B
OFA03

ACTUAL:  51 SF
PROG:  60 SF

ADMINSTRATIVE
CUBICLE

1B09C
OFA03

ACTUAL:  47 SF
PROG:  60 SF

ADMINSTRATIVE
CUBICLE

1B09E
OFA03

ACTUAL:  47 SF
PROG:  60 SF ADMINSTRATIVE

CUBICLE
1B09B
OFA03

ACTUAL:  46 SF
PROG:  60 SF

ADMINSTRATIVE
CUBICLE

1B09A
OFA03

ACTUAL:  47 SF
PROG:  60 SF

ADMINSTRATIVE
CUBICLE

1B12A
OFA03

ACTUAL:  46 SF
PROG:  60 SF

ADMINSTRATIVE
CUBICLE

1B12C
OFA03

ACTUAL:  59 SF
PROG:  60 SF

ADMINSTRATIVE
CUBICLE

1B12E
OFA03

ACTUAL:  47 SF
PROG:  60 SF

ELECTRICAL
ROOM,

BUILDING
COMMON

1B21
(NONE)

ACTUAL:  134 SF
PROG:  0 SF

CORRIDOR,
BUILDING
COMMON

1B99D
(NONE)

ACTUAL:  312 SF
PROG:  0 SF

CORRIDOR,
BUILDING
COMMON

1B99C
(NONE)

ACTUAL:  412 SF
PROG:  0 SF

PATIENT
EDUCATION

KIOSK/
ALCOVE

1A99C
CLSC1

ACTUAL:  17 SF
PROG:  30 SF

CORRIDOR,
BUILDING
COMMON

1B99B
(NONE)

ACTUAL:  121 SF
PROG:  0 SF

FAMILY
WAITING

ROOM

1B05
WRF01

ACTUAL:  38 SF
PROG:  120 SF

ADULT
SCREENING /
VITAL SIGNS

ROOM

1A04
EXRG4

ACTUAL:  99 SF
PROG:  80 SF

4'-5" 3'-0" 4'-5" 3'-5" 3'-0" 3'-5" 4'-5" 3'-0" 4'-5"

A-403-V

A1

WAIT
1B00

WRC01
ACTUAL:  104 SF

PROG:  0 SF

WAIT

VESTIBULE,
BUILDING
COMMON

1A99A
(NONE)

ACTUAL:  84 SF
PROG:  0 SF

VISUAL FIELD
1B26

EYVF1
ACTUAL:  134 SF

PROG:  0 SF

CONSULT
ROOM
1B10

OFDC2
ACTUAL:  106 SF

PROG:  0 SF
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A-205A
3

9' - 10" 10' - 4"
HOLD
5' - 0" 19' - 1" 12' - 5" 8' - 3"

CORRIDOR,
BUILDING
COMMON

1B99F
(NONE)

ACTUAL:  205 SF
PROG:  0 SF

B

B
B

R3

R3

B

B B

B

R
1

R3

A-437

D1

A-437

D4

D3
A-431-VD

3

A-431-V D
1

1
B

1
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1
B

2
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1
B

2
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B

2
6

1A07

1
A

0
1

1
B

2
4

1
B

2
2

1
B

0
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B

0
3

1B04

1
B

9
9
B

1A99J

1A06

10' - 4" 10' - 4" 5' - 5 1/2" 6' - 7 1/2" 12' - 0" 2' - 4"

R
2

R
2Q

TYP
3' - 0"

B

B

B

CLR
1' - 6"

5000 LB
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SHEET NOTES:
FLOOR PLAN

1. PARTITION TYPE IS "AC" UNLESS NOTED
OTHERWISE.

2. ALL DIMENSIONS ARE TO FINISHED FACE OF
WALLS.

3. ALL EXTERIOR WINDOWS AND INTERIOR
BORROWED LITES ARE TO RECEIVE MINI-BLINDS,
EXCEPT FOR BEHAVIORAL HEALTH INTERIOR
BORROWED LITES WHICH ARE TO RECEIVE SH1
TYPE WINDOW SHADES. CONFERENCE ROOM 110
TO RECEIVE SH2 TYPE WINDOW SHADE.

4. REFER TO SHEET AI-551 FOR STANDARD
PLUMBING FIXTURE LAYOUTS AND DIMENSIONS.

5. SUPPORT COLUMNS ARE SHOWN IN PLAN ON
LEVEL 2 FOR ROOFTOP EQUIPMENT LOADS.
HOWEVER, THE CONTRACTOR SHALL DETERMINE
THE CORRECT NUMBER AND PLACEMENT AS PART
OF ENGINEERING THE SUPPORTS .  NO
ADDITIONAL SUPPORT COLUMNS ARE SHOWN ON
LEVEL 1, HOWEVER IT IS ANTICIPATED THAT
ADDITIONAL COLUMNS (WITHIN THE PARTITIONS)
ON LEVEL 1 WILL BE REQUIRED AS PART OF THE
CONTRACTOR'S MODULAR ENGINEERING FOR
THE ROOFTOP EQUIPMENT LOADS.  COORDINATE
LOCATIONS OF ADDITIONAL COLUMNS SO THEY
ARE WITHIN PARTITIONS AND NOT IN CONFLICT
WITH EQUIPMENT AND FURNITURE LAYOUTS
SHOWN.

6. SEE SHEET AI-551 FOR TYPICAL TOILET ROOM
LAYOUT.
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SYMBOL DENOTES THE
"KEY" SIDE OF DOOR
INSTANCE FOR CIPHER
LOCK (ON HARDWARE
TRIM)- SWING/ "KEY" SIDE
RELATIONSHIP VARIES
WITH INSTANCE (BOTH
NORMAL AND REVERSE
BEVEL INSTANCES
OCCUR)- SEE EACH
LOCATION ON PLAN

"KEY" SIDE
(VARIES)

INSIDE
(VARIES)

DOOR CIPHER LOCKS LEGEND
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1 COUNTERTOP GROMMETS

SYM DESCRIPTION DATE

20% SUBMISSION 01/18/13

35% SUBMISSION 03/08/13

65% SUBMISSION 04/26/13

65% VE SUBMISSION 11/25/13

100% FINAL DESIGN
SUBMISSION

02/14/14

FINAL CORRECTED
SET

03/26/14

1 BID OPTION 11/04/15



EQUIPMENT
STORAGE

1D12
SRE01

ACTUAL:  203 SF
PROG:  150 SF

ADMINSTRATIVE
OFFICE,
SYSTEM

FURNITURE

1C89
OFA02

ACTUAL:  100 SF
PROG:  100 SF

ADMINSTRATIVE
OFFICE,
SYSTEM

FURNITURE

1C88
OFA02

ACTUAL:  100 SF
PROG:  100 SF

ADMINSTRATIVE
OFFICE,
SYSTEM

FURNITURE

1C87
OFA02

ACTUAL:  100 SF
PROG:  100 SF

EQUIPMENT
STORAGE

1D18
SRE01

ACTUAL:  280 SF
PROG:  0 SF

EYE LANE,
FOLDED

ELECTRONIC

1C69
EYEL4

ACTUAL:  136 SF
PROG:  140 SF

EYE LANE,
FOLDED

ELECTRONIC

1C67
EYEL4

ACTUAL:  133 SF
PROG:  140 SF

EYE LANE,
FOLDED

ELECTRONIC

1C60
EYEL4

ACTUAL:  136 SF
PROG:  140 SF

EYE LANE,
FOLDED

ELECTRONIC

1C58
EYEL4

ACTUAL:  135 SF
PROG:  140 SF

EYE LANE,
FOLDED

ELECTRONIC

1C56
EYEL4

ACTUAL:  136 SF
PROG:  140 SF

EYE LANE,
FOLDED

ELECTRONIC

1C54
EYEL4

ACTUAL:  136 SF
PROG:  140 SF

EYE LANE,
FOLDED

ELECTRONIC

1C52
EYEL4

ACTUAL:  135 SF
PROG:  140 SF

LASER
TREATMENT

ROOM

1C73
TREY2

ACTUAL:  207 SF
PROG:  175 SF

STAFF
LOUNGE

1C85
SL001

ACTUAL:  148 SF
PROG:  140 SF

STAIR C
1CST

(NONE)
ACTUAL:  225 SF

PROG:  0 SF

STAIR C

A-204-V C
1

ADMINSTRATIVE
OFFICE,
SYSTEM

FURNITURE

1C90
OFA02

ACTUAL:  99 SF
PROG:  100 SF

ADMIN OFF
SYST FURN

1D91
OFA02

ACTUAL:  102 SF
PROG:  100 SF

ADMIN OFF
SYST FURN

CORRIDOR,
BUILDING
COMMON

1C99F
(NONE)

ACTUAL:  312 SF
PROG:  0 SF

CORRIDOR,
BUILDING
COMMON

1B99J
(NONE)

ACTUAL:  864 SF
PROG:  0 SF

CORRIDOR,
BUILDING
COMMON

1C99H
(NONE)

ACTUAL:  312 SF
PROG:  0 SF

FEMALE
TOILET,

MULTIPLE

1C72
TLTF2

ACTUAL:  62 SF
PROG:  0 SF

MALE TOILET,
MULTIPLE

1C70
TLTM2

ACTUAL:  61 SF
PROG:  0 SF

CONFERENCE
ROOM, LARGE

1D00
CRA03

ACTUAL:  234 SF
PROG:  446 SF
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PROG:  0 SF
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PROG:  140 SF

10"

1
' -

 5
"

3
'-5

 1
/2

"

1
D

9
9
F

1
C

5
3

1' - 5 1/2"
10"

1
' -

 2
"

R3
R3

M

N

P

Q

R

S

1 6.1

EYE LANE,
FOLDED

ELECTRONIC

1C53
EYEL4

ACTUAL:  136 SF
PROG:  140 SF

B

B

B

B

BBBB

B

R
3

B

Q

Q

B

B

B

B

B

R
C

3

RC1

R3 R2

B

Q
Q

Q

Q

Q
Q

Q

Q

R3R3

Q

Q

R
C

2

RC2

W
2

W
2

W
2

W
2

W
2

2
' -

 9
 1

/2
"

A-522

A1

DS

DS

DS

DS

TYP

A-522

D3

TYP

FEC

1
' -

 7
 1

/2
"

C
L
R

5
' -

 0
"

T
Y

P
.

5
' -

 0
"

7' - 7" 1' - 6"

1
' -

 5
"

1
' -

 6
"

1' - 10" 8' - 4"

1' - 6"1' - 6"

C
L
R

5
' -

 0
"

1

SHEET NOTES:
FLOOR PLAN

1. PARTITION TYPE IS "AC" UNLESS NOTED
OTHERWISE.

2. ALL DIMENSIONS ARE TO FINISHED FACE OF
WALLS.

3. ALL EXTERIOR WINDOWS AND INTERIOR
BORROWED LITES ARE TO RECEIVE MINI-BLINDS,
EXCEPT FOR BEHAVIORAL HEALTH INTERIOR
BORROWED LITES WHICH ARE TO RECEIVE SH1
TYPE WINDOW SHADES. CONFERENCE ROOM 110
TO RECEIVE SH2 TYPE WINDOW SHADE.

4. REFER TO SHEET AI-551 FOR STANDARD
PLUMBING FIXTURE LAYOUTS AND DIMENSIONS.

5. SUPPORT COLUMNS ARE SHOWN IN PLAN ON
LEVEL 2 FOR ROOFTOP EQUIPMENT LOADS.
HOWEVER, THE CONTRACTOR SHALL DETERMINE
THE CORRECT NUMBER AND PLACEMENT AS PART
OF ENGINEERING THE SUPPORTS .  NO
ADDITIONAL SUPPORT COLUMNS ARE SHOWN ON
LEVEL 1, HOWEVER IT IS ANTICIPATED THAT
ADDITIONAL COLUMNS (WITHIN THE PARTITIONS)
ON LEVEL 1 WILL BE REQUIRED AS PART OF THE
CONTRACTOR'S MODULAR ENGINEERING FOR
THE ROOFTOP EQUIPMENT LOADS.  COORDINATE
LOCATIONS OF ADDITIONAL COLUMNS SO THEY
ARE WITHIN PARTITIONS AND NOT IN CONFLICT
WITH EQUIPMENT AND FURNITURE LAYOUTS
SHOWN.

6. SEE SHEET AI-551 FOR TYPICAL TOILET ROOM
LAYOUT.

C

SYMBOL DENOTES THE
"KEY" SIDE OF DOOR
INSTANCE FOR CIPHER
LOCK (ON HARDWARE
TRIM)- SWING/ "KEY" SIDE
RELATIONSHIP VARIES
WITH INSTANCE (BOTH
NORMAL AND REVERSE
BEVEL INSTANCES
OCCUR)- SEE EACH
LOCATION ON PLAN

"KEY" SIDE
(VARIES)

INSIDE
(VARIES)

DOOR CIPHER LOCKS LEGEND
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KEYNOTES ON SHEET

SYM DESCRIPTION DATE

20% SUBMISSION 01/18/13

35% SUBMISSION 03/08/13

65% SUBMISSION 04/26/13

65% VE SUBMISSION 11/25/13

100% FINAL DESIGN
SUBMISSION

02/14/14

FINAL CORRECTED
SET

03/26/14

1 BID OPTION 11/04/15



RECEPTION
1C02

RECP1
ACTUAL:  143 SF
PROG:  140 SF

TECHNICIAN
CUBICLES

1D01D
OFA03

ACTUAL:  64 SF
PROG:  60 SF

TECHNICIAN
CUBICLES

1D01B
OFA03

ACTUAL:  64 SF
PROG:  60 SF

OPT/ TECH
WORK AREA

1C25
OFA03

ACTUAL:  68 SF
PROG:  0 SF

OPT/ TECH
WORK AREA

1C23
OFA03

ACTUAL:  70 SF
PROG:  0 SF

EQUIPMENT
STORAGE

1D18
SRE01

ACTUAL:  280 SF
PROG:  0 SF

EYE LANE,
FOLDED

ELECTRONIC

1C69
EYEL4

ACTUAL:  136 SF
PROG:  140 SF

EYE LANE,
FOLDED

ELECTRONIC

1C67
EYEL4

ACTUAL:  133 SF
PROG:  140 SF

EYE LANE,
FOLDED

ELECTRONIC

1C65
EYEL4

ACTUAL:  136 SF
PROG:  140 SF

EYE LANE,
FOLDED

ELECTRONIC

1C63
EYEL4

ACTUAL:  137 SF
PROG:  140 SF

EYE LANE,
FOLDED

ELECTRONIC

1C54
EYEL4

ACTUAL:  136 SF
PROG:  140 SF

EYE LANE,
FOLDED

ELECTRONIC

1C52
EYEL4

ACTUAL:  135 SF
PROG:  140 SF

EYE LANE,
FOLDED

ELECTRONIC

1C50
EYEL4

ACTUAL:  136 SF
PROG:  140 SF

EYE LANE,
FOLDED

ELECTRONIC

1C62
EYEL4

ACTUAL:  130 SF
PROG:  140 SF

EYE LANE,
FOLDED

ELECTRONIC

1C64
EYEL4

ACTUAL:  130 SF
PROG:  140 SF

PEDIATRIC
WAITING

ROOM

1C00B
WRC01

ACTUAL:  135 SF
PROG:  150 SF

VISUAL FIELD
ROOM
1C43

EYVF1
ACTUAL:  135 SF
PROG:  120 SF

VISUAL FIELD
ROOM
1C45

EYVF1
ACTUAL:  130 SF
PROG:  120 SF

WAITING
ROOM
1C00C
WRC01

ACTUAL:  271 SF
PROG:  300 SF

COMMUNICATIONS
ROOM
1C66

COMC1
ACTUAL:  118 SF
PROG:  100 SF

SUB-WAITING
1C47

WRC01
ACTUAL:  206 SF

PROG:  10 SF

CORR
1C99H
(NONE)

ACTUAL:  312 SF
PROG:  0 SF

CORR

CORR
1C99G
(NONE)

ACTUAL:  137 SF
PROG:  0 SF

CORR

CORRIDOR,
BUILDING
COMMON

1B99H
(NONE)

ACTUAL:  844 SF
PROG:  0 SF

CORRIDOR,
BUILDING
COMMON

1C99F
(NONE)

ACTUAL:  312 SF
PROG:  0 SF

CORR
1C99E
(NONE)

ACTUAL:  137 SF
PROG:  0 SF

CORR

CONFERENCE
ROOM, LARGE

1C44
CRA03

ACTUAL:  295 SF
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SHEET NOTES:
FLOOR PLAN

1. PARTITION TYPE IS "AC" UNLESS NOTED
OTHERWISE.

2. ALL DIMENSIONS ARE TO FINISHED FACE OF
WALLS.

3. ALL EXTERIOR WINDOWS AND INTERIOR
BORROWED LITES ARE TO RECEIVE MINI-BLINDS,
EXCEPT FOR BEHAVIORAL HEALTH INTERIOR
BORROWED LITES WHICH ARE TO RECEIVE SH1
TYPE WINDOW SHADES. CONFERENCE ROOM 110
TO RECEIVE SH2 TYPE WINDOW SHADE.

4. REFER TO SHEET AI-551 FOR STANDARD
PLUMBING FIXTURE LAYOUTS AND DIMENSIONS.

5. SUPPORT COLUMNS ARE SHOWN IN PLAN ON
LEVEL 2 FOR ROOFTOP EQUIPMENT LOADS.
HOWEVER, THE CONTRACTOR SHALL DETERMINE
THE CORRECT NUMBER AND PLACEMENT AS PART
OF ENGINEERING THE SUPPORTS .  NO
ADDITIONAL SUPPORT COLUMNS ARE SHOWN ON
LEVEL 1, HOWEVER IT IS ANTICIPATED THAT
ADDITIONAL COLUMNS (WITHIN THE PARTITIONS)
ON LEVEL 1 WILL BE REQUIRED AS PART OF THE
CONTRACTOR'S MODULAR ENGINEERING FOR
THE ROOFTOP EQUIPMENT LOADS.  COORDINATE
LOCATIONS OF ADDITIONAL COLUMNS SO THEY
ARE WITHIN PARTITIONS AND NOT IN CONFLICT
WITH EQUIPMENT AND FURNITURE LAYOUTS
SHOWN.

6. SEE SHEET AI-551 FOR TYPICAL TOILET ROOM
LAYOUT.
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SHEET NOTES:
FLOOR PLAN

1. PARTITION TYPE IS "AC" UNLESS NOTED
OTHERWISE.

2. ALL DIMENSIONS ARE TO FINISHED FACE OF
WALLS.

3. ALL EXTERIOR WINDOWS AND INTERIOR
BORROWED LITES ARE TO RECEIVE MINI-BLINDS,
EXCEPT FOR BEHAVIORAL HEALTH INTERIOR
BORROWED LITES WHICH ARE TO RECEIVE SH1
TYPE WINDOW SHADES. CONFERENCE ROOM 110
TO RECEIVE SH2 TYPE WINDOW SHADE.

4. REFER TO SHEET AI-551 FOR STANDARD
PLUMBING FIXTURE LAYOUTS AND DIMENSIONS.

5. SUPPORT COLUMNS ARE SHOWN IN PLAN ON
LEVEL 2 FOR ROOFTOP EQUIPMENT LOADS.
HOWEVER, THE CONTRACTOR SHALL DETERMINE
THE CORRECT NUMBER AND PLACEMENT AS PART
OF ENGINEERING THE SUPPORTS .  NO
ADDITIONAL SUPPORT COLUMNS ARE SHOWN ON
LEVEL 1, HOWEVER IT IS ANTICIPATED THAT
ADDITIONAL COLUMNS (WITHIN THE PARTITIONS)
ON LEVEL 1 WILL BE REQUIRED AS PART OF THE
CONTRACTOR'S MODULAR ENGINEERING FOR
THE ROOFTOP EQUIPMENT LOADS.  COORDINATE
LOCATIONS OF ADDITIONAL COLUMNS SO THEY
ARE WITHIN PARTITIONS AND NOT IN CONFLICT
WITH EQUIPMENT AND FURNITURE LAYOUTS
SHOWN.

6. SEE SHEET AI-551 FOR TYPICAL TOILET ROOM
LAYOUT.
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SHEET NOTES:
FLOOR PLAN

1. PARTITION TYPE IS "AC" UNLESS NOTED
OTHERWISE.

2. ALL DIMENSIONS ARE TO FINISHED FACE OF
WALLS.

3. ALL EXTERIOR WINDOWS AND INTERIOR
BORROWED LITES ARE TO RECEIVE MINI-BLINDS,
EXCEPT FOR BEHAVIORAL HEALTH INTERIOR
BORROWED LITES WHICH ARE TO RECEIVE SH1
TYPE WINDOW SHADES. CONFERENCE ROOM 110
TO RECEIVE SH2 TYPE WINDOW SHADE.

4. REFER TO SHEET AI-551 FOR STANDARD
PLUMBING FIXTURE LAYOUTS AND DIMENSIONS.

5. SUPPORT COLUMNS ARE SHOWN IN PLAN ON
LEVEL 2 FOR ROOFTOP EQUIPMENT LOADS.
HOWEVER, THE CONTRACTOR SHALL DETERMINE
THE CORRECT NUMBER AND PLACEMENT AS PART
OF ENGINEERING THE SUPPORTS .  NO
ADDITIONAL SUPPORT COLUMNS ARE SHOWN ON
LEVEL 1, HOWEVER IT IS ANTICIPATED THAT
ADDITIONAL COLUMNS (WITHIN THE PARTITIONS)
ON LEVEL 1 WILL BE REQUIRED AS PART OF THE
CONTRACTOR'S MODULAR ENGINEERING FOR
THE ROOFTOP EQUIPMENT LOADS.  COORDINATE
LOCATIONS OF ADDITIONAL COLUMNS SO THEY
ARE WITHIN PARTITIONS AND NOT IN CONFLICT
WITH EQUIPMENT AND FURNITURE LAYOUTS
SHOWN.

6. SEE SHEET AI-551 FOR TYPICAL TOILET ROOM
LAYOUT.
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KEYNOTES ON SHEET
1

SYM DESCRIPTION DATE

20% SUBMISSION 01/18/13

35% SUBMISSION 03/08/13

65% SUBMISSION 04/26/13

65% VE SUBMISSION 11/25/13

100% FINAL DESIGN
SUBMISSION

02/14/14

FINAL CORRECTED
SET

03/26/14

1 BID OPTION 11/04/15



DN

DN

DN

A-203-V

A1

A-202-VC
2

A-205

C2

A-202-VA
1

A2

A-302

A-203-V

C1

A-201-V

A1

A-201-V

C1

A-204-V A
1

A-204-V C
1

C3

C1

B3

B1

C4

C2

B4

B2 A1

A3 A4

A2
PAT LIB

2A03

RECEP / CTRL

OP

2A00

WAIT CHAIRS

2A42A

REC STOR MV

SHV

2A01

OFF1 SYST

FURN

2A21

SHARED OFF

2A25

OFF2 SYST

FURN

2A24

ADM CUB

2A13A

ADM CUB

2A13E

ADM CUB

2A13J

ADM CUB

2A13B

ADM CUB

2A13G

ADM CUB

2A13F

ADM CUB

2A13K

ADM CUB

2A13C

ADM CUB

2A13L

ADM CUB

2A13H

ADM CUB

2A13M

ADM CUB

2A13D

FRM LIT STOR

2A31

OFF2 SYST

FURN

2A23

SHARED OFF

2A26

OFF2 SYST

FURN

2A20

OFF2 SYST

FURN

2A18

OFF2 SYST

FURN

2A16

OFF2 SYST

FURN

2A14

OFF2 SYST

FURN

2A12

OFF2 SYST

FURN

2A10

OFF2 SYST

FURN

2A08

OFF2 SYST

FURN

2A06

OFF2 SYST

FURN

2A04

OFF2 SYST

FURN

2A02

OFF2 SYST

FURN

2A33

OFF2 SYST

FURN

2A37

OFF2 SYST

FURN

2A39

OFF2 SYST

FURN

2A41

OFF2 SYST

FURN

2A05A

OFF2 SYST

FURN

2A05B

HLTH PHY TECH

2C49M

HLTH PHY TECH

2C49H

HLTH PHY TECH

2C49D

HLTH PHY TECH

2C49L

HLTH PHY TECH

2C49C

HLTH PHY TECH

2C49K
HLTH PHY TECH

2C49B

HLTH PHY TECH

2C49J

HLTH PHY TECH

2C49A

HLTH PHY TECH

2C49N

HLTH PHY TECH

2C49E

HLTH PHY TECH

2C49G

HLTH PHY TECH

2C49F

ADMIN OFF

HLTH PHYS

2C47

ADMIN OFF

HLTH PHYS

2C45

ADMIN OFF

HLTH PHYS

2C43

ADMIN OFF

HLTH PHYS

2C41

RECEP

2C42

ST LNG

2C49P

RAD PROT LAB

2C51

JAN

2B83

JAN

2C46

CONF LG

2C25

COPY

2C32
FILE STOR

2C28

PVT OFF DEP

CMDR SURG

2C13

PVT OFF DEP

CMDR SURG

2C14

PVT OFF DEP

CMDR SURG

2C15

PVT OFF ACOS

PUB HLTH

2C16

PVT OFF CLIN

SPT ADMIN

2C33

PVT OFF DEPT

MED

2C31
PVT OFF DEPT

MED

2C29

PVT OFF DEPT

SURG

2C10

PVT OFF DEPT

SURG

2C11

PVT OFF DEP

CMDR MED

2C12
PVT OFF DEP

CMDR SURG

2C17

PVT OFF PUB

HLTH ADMIN

SPT

2C18

PVT OFF PUB

HLTH ADMIN

SPT

2C19

PVT OFF COMD

EEO

2C21

PVT OFF STD

FURN

2C22

PVT OFF STD

FURN

2C20

TLT CMDR

2C04

TLT CMDR

2C06

WAIT

2C05

WAIT

2C01

WAIT

2C02

PVT OFF DEPT

MED

2C30

PVT OFF DEPT

MED

2C34

CHAP OFF

2C77

CHAP OFF

2C79

CHAP OFF

2B60

CHAP OFF

2C65

CHAP OFF

2C63

CHAP OFF

2B61

CHAP OFF

2B59

CHAP OFF

2B57

CHAP OFF

2C67

CHAP OFF

2B62

CHAP OFF

2B64

CHAP OFF

2C66

CHAP OFF

2C68

CONF RM/ LIB

2B58

FAM WAIT

2B74A

RELIG PROG

SPLST OFF

2C70

RELIG PROG

SPLST OFF

2C71

RELIG PROG

SPLST OFF

2C72

RELIG PROG

SPLST OFF

2C80

REL SP ADM

CUB

2B75E
REL SP ADM

CUB

2B75D

REL SP ADM

CUB

2B75B

REL SP ADM

CUB

2B75A

SECY W/ VSTR

WAIT

2B76

WAIT

2B74

CLIN WAIT

2B17

RECEP

2B18

ADMIN OFF

2B28

ADMIN OFF

2B26

ADMIN OFF

2B24

ADMIN OFF

2B22

ADM CUB

2B31B

ADM CUB

2B32A

ADM CUB

2B32C

ADM CUB

2B31A

CHIEF'S OFF

2B49

CONF LG

2B29

FRM LIT STOR

2B18A

NCOIC/ LCPO/

LPO OFF

2B30

REC STOR

FIXED SHV

2B56A

TLT

2B21

TLT

2B42

ADM CUB

2B31C

ADM CUB

2B32F

CONF RM/

ACTIVITY RM

2B19

F TLT SNGL

2B27

GRP THER

2B46

M TLT SNGL

2B40

MNTL HLTH

PROV

2B37

MNTL HLTH

PROV

2B39

MNTL HLTH

PROV

2B41

MNTL HLTH

PROV

2B43

MNTL HLTH

PROV

2B45

MNTL HLTH

PROV

2B47

MNTL HLTH

PROV

2B50

MNTL HLTH

PROV

2B34

MNTL HLTH

PROV

2B51

MNTL HLTH

PROV

2B52

MNTL HLTH

PROV

2B53

MNTL HLTH

PROV

2B54

MNTL HLTH

PROV

2B55

MNTL HLTH

PROV

2B35

MNTL HLTH

PROV

2B36

PROC/ INT

2B25

REC STOR

FIXED SHV

2B56

SECY W/ VSTR

WAIT

2B38

PAT EDU KIOSK

ALC

2A99K

ADM CUB

2B12B

ADM CUB

2B12D

ADM CUB

2B12A

ADM CUB

2B12C

ADMIN OFF

2B08

ADMIN OFF

2B01

GRP ACTIVITY

RM

2B04

INFO DESK

2B00

ST LNG

2B14

STOR RM

EQUIP/ SHV

2B02

CONF LG

2B16

CONF LG

2B81

ADMIN OFF

2C37

CLRM TABLE W/

CHAIR

2C09

STOR SHV

2C07

COMM

2A22

COMM

2B86

ELEC BC

2B84

ELEC BC

2A34

STAIR B

2BST

STAIR A

2AST

STAIR C

2CST

ELEC BC

2B48A

ELEC BC

2C38

M TLT MULT

2C36

M TLT MULT

2B85

M TLT MULT

2A11

F TLT MULT

2C44

F TLT MULT

2B82

CORR

2A99B

CORR

2B99A

CORR

2B99B

CORR

2B99D

CORR

2B99K

CORR

2C99A

CORR

2B99C

CORR

2B99J

CORR

2A99F

CORR

2A99G

CORR

2A99C

CORR

2A99D
CORR

2A99E

CORR

2A99H

CORR

2B99E

CORR

2B99G

CORR

2B99F

CORR

2B99H

CORR

2B99L

CORR

2B99M

CORR

2C99N

CORR

2C99B

CORR

2C99C

CORR

2C99D

LOBBY

2A99A

AC COMD HCA

RES

2C35D

AC COMD HCA

RES

2C35M

AC COMD URI

2C35H

AC COMD HCA

RES

2C35R
AC DEPT SURG

2C35Q

AC DEPT SURG

2C35P

AC DEPT SURG

2C35G

AC DEPT SURG

2C35F

AC DEPT SURG

2C35N

AC DEP CMDR

MED

2C35C

AC DEP CMDR

MED

2C35E
AC DEP CMDR

MED

2C35B

AC DEP CMDR

MED

2C35L

AC TBI ORTHO/

REHAB SPT

2C35K
AC TBI ORTHO/

REHAB SPT

2C35J

AC TBI ORTHO/

REHAB SPT

2C35A

M TLT MULT

2B73

REL SP ADM

CUB

2B75C

DUTY RM - PH

2C69

ANL COUNT RM

- PH

2C50

OFF1 SYST

FURN

2C00

STU RELIG

PROG - PH

2B78A

MIL TEST - PH

2C03

EQUIP STOR

2C03A

CIV TEST - PH

2C05A

EQUIP STOR

2C05B

OFF2 SYST

FURN

2A05D

OFF2 SYST

FURN

2A05C

ADMIN OFF DBL

OCC - PH

2C08

ADMIN OFF DBL

OCC - PH

2B06

CONSULT

2B10

ADMIN OFF DBL

OCC - PH

2B13

ADMIN OFF DBL

OCC - PH

2B15

REC ADMIN OFF

- PH

2B03

ADM CUB

2B32H

ADM CUB

2B32J

ADM CUB

2B32G

ADM CUB

2B32E

ADM CUB

2B32D

ADM CUB

2B32B

STU RELIG

PROG - PH

2B78B

PVT OFF STD

FURN

2C23

PVT OFF STD

FURN

2C24

PVT OFF STD

FURN

2C26

AC DEPT SURG

2C27B

AC DEPT SURG

2C27A

CORR

2A99J

CORR

2C99E

ADM CUB

2A13P

CORR

2A99L

EQUIP STOR

2C39

CORR

2C99F

B1

A-301-V

B2

A-302

C

D

E

F

G

H

J

K

L

M

N

P

Q

R

S

T

U

V

W

X

1

1 2 3 4 5 6 7 8 9 10 11

12 13

14 15 16 17 18 19 20 21

AA

A.9

A.9

F.2

6.1

6.1

11.9

11.9

OFF2 SYST

FURN

2A35

REC STOR MV

SHV

2A44

2CXD

SHAFT

2BXA

PROV OFF

2A73RESIDENT CUB

2A71

RESIDENT CUB

2A69

EXAM

2A68

EXAM

2A60

EXAM

2A62
EXAM

2A58

EXAM PROV

2A70
EXAM PROV

2A72

EXAM PROV

2A28

EXAM PROV

2A27

EAP

2A30A

DEPT CHIEF

OFF

2A30B

RECEP

2A43

PVT OFF COMD

EEO

2A29

WAIT CHAIRS

2A42

ADLT SCRN

2A51

ADLT SCRN

2A52ADLT SCRN

2A45
ADLT SCRN

2A46

ST LNG CONF

2A49 REC STOR MV

SHV

2A50

RN OFF

2A64

RN OFF

2A66

EQUIP STOR

2A65

RN MGR SYST

FURN

2A67

EKG

2A53

VISION

SCREENING

2A54

CLINIC MGR

2A47

AUDIO LAB

2A48

TRASH HOLD -

PH

2A29A

VEST

2A99M

ELEV 2
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DN

PATIENT
LIBRARY

2A03
CLR01

ACTUAL:  209 SF
PROG:  200 SF

RECEPTION /
CONTROL

OUTPATIENT

2A00
RECP1

ACTUAL:  90 SF
PROG:  140 SF

WAITING
AREA, CHAIRS

ONLY

2A42A
WRC01

ACTUAL:  56 SF
PROG:  300 SF

RECORDS
STORAGE,
MOVABLE
SHELVING

2A01
MRS02

ACTUAL:  88 SF
PROG:  200 SF

PRIVATE
OFFICE,
SYSTEM

FURNITURE

2A04
OFA02

ACTUAL:  119 SF
PROG:  120 SF

PRIVATE
OFFICE,
SYSTEM

FURNITURE

2A02
OFA02

ACTUAL:  114 SF
PROG:  120 SF

CLINIC
WAITING

2B17
WRC01

ACTUAL:  240 SF
PROG:  197 SF

RECEPTION
2B18

RECP1
ACTUAL:  133 SF
PROG:  140 SF

ADMIN OFFICE
2B28

OFA02
ACTUAL:  109 SF
PROG:  120 SF

ADMIN OFFICE
2B26

OFA02
ACTUAL:  109 SF
PROG:  120 SF

ADMIN OFFICE
2B24

OFA02
ACTUAL:  109 SF
PROG:  120 SF

ADMIN OFFICE
2B22

OFA02
ACTUAL:  110 SF
PROG:  120 SF

CONFERENCE
ROOM, LARGE

2B29
CRA03

ACTUAL:  355 SF
PROG:  400 SF

FORMS/
LITERATURE

STORAGE

2B18A
SRS01

ACTUAL:  101 SF
PROG:  100 SF

NCOIC/ LCPO/
LPO OFFICE

2B30
OFA02

ACTUAL:  109 SF
PROG:  120 SF

TOILET
2B21

TLTU1
ACTUAL:  48 SF
PROG:  50 SF

TOILET
2B42

TLTU1
ACTUAL:  60 SF
PROG:  50 SF

CONFERENCE
ROOM/

ACTIVITY
ROOM

2B19
CRA02

ACTUAL:  201 SF
PROG:  400 SF

FEMALE
TOILET,
SINGLE

2B27
TLTF1

ACTUAL:  60 SF
PROG:  60 SF

MALE TOILET,
SINGLE

2B40
TLTM1

ACTUAL:  60 SF
PROG:  60 SF

MENTAL
HEALTH

PROVIDER
OFFICE

2B37
OFDC1

ACTUAL:  116 SF
PROG:  120 SF

MENTAL
HEALTH

PROVIDER
OFFICE

2B39
OFDC1

ACTUAL:  116 SF
PROG:  120 SF

MENTAL
HEALTH

PROVIDER
OFFICE

2B41
OFDC1

ACTUAL:  116 SF
PROG:  120 SF

MENTAL
HEALTH

PROVIDER
OFFICE

2B43
OFDC1

ACTUAL:  116 SF
PROG:  120 SF

MENTAL
HEALTH

PROVIDER
OFFICE

2B34
OFDC1

ACTUAL:  112 SF
PROG:  120 SF

MENTAL
HEALTH

PROVIDER
OFFICE

2B35
OFDC1

ACTUAL:  107 SF
PROG:  120 SF

MENTAL
HEALTH

PROVIDER
OFFICE

2B36
OFDC1

ACTUAL:  112 SF
PROG:  120 SF

PROCEDURE/
INTERVIEW

ROOM

2B25
EXRG2

ACTUAL:  112 SF
PROG:  120 SF

SECRETARY
W/ VISITOR

WAITING

2B38
SEC01

ACTUAL:  112 SF
PROG:  120 SF

CORRIDOR,
BUILDING
COMMON

2B99C
(NONE)

ACTUAL:  42 SF
PROG:  0 SF

CORRIDOR,
BUILDING
COMMON

2B99E
(NONE)

ACTUAL:  405 SF
PROG:  0 SF

CORRIDOR,
BUILDING
COMMON

2B99F
(NONE)

ACTUAL:  124 SF
PROG:  0 SF

CORRIDOR,
BUILDING
COMMON

2B99D
(NONE)

ACTUAL:  34 SF
PROG:  0 SF
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SHEET NOTES:
FLOOR PLAN

1. PARTITION TYPE IS "AC" UNLESS NOTED
OTHERWISE.

2. ALL DIMENSIONS ARE TO FINISHED FACE OF
WALLS.

3. ALL EXTERIOR WINDOWS AND INTERIOR
BORROWED LITES ARE TO RECEIVE MINI-BLINDS,
EXCEPT FOR BEHAVIORAL HEALTH INTERIOR
BORROWED LITES WHICH ARE TO RECEIVE SH1
TYPE WINDOW SHADES. CONFERENCE ROOM 110
TO RECEIVE SH2 TYPE WINDOW SHADE.

4. REFER TO SHEET AI-551 FOR STANDARD
PLUMBING FIXTURE LAYOUTS AND DIMENSIONS.

5. SUPPORT COLUMNS ARE SHOWN IN PLAN ON
LEVEL 2 FOR ROOFTOP EQUIPMENT LOADS.
HOWEVER, THE CONTRACTOR SHALL DETERMINE
THE CORRECT NUMBER AND PLACEMENT AS PART
OF ENGINEERING THE SUPPORTS .  NO
ADDITIONAL SUPPORT COLUMNS ARE SHOWN ON
LEVEL 1, HOWEVER IT IS ANTICIPATED THAT
ADDITIONAL COLUMNS (WITHIN THE PARTITIONS)
ON LEVEL 1 WILL BE REQUIRED AS PART OF THE
CONTRACTOR'S MODULAR ENGINEERING FOR
THE ROOFTOP EQUIPMENT LOADS.  COORDINATE
LOCATIONS OF ADDITIONAL COLUMNS SO THEY
ARE WITHIN PARTITIONS AND NOT IN CONFLICT
WITH EQUIPMENT AND FURNITURE LAYOUTS
SHOWN.

6. SEE SHEET AI-551 FOR TYPICAL TOILET ROOM
LAYOUT.

C

SYMBOL DENOTES THE
"KEY" SIDE OF DOOR
INSTANCE FOR CIPHER
LOCK (ON HARDWARE
TRIM)- SWING/ "KEY" SIDE
RELATIONSHIP VARIES
WITH INSTANCE (BOTH
NORMAL AND REVERSE
BEVEL INSTANCES
OCCUR)- SEE EACH
LOCATION ON PLAN

"KEY" SIDE
(VARIES)

INSIDE
(VARIES)

DOOR CIPHER LOCKS LEGEND
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SHEET NOTES:
ROOF PLAN

1. ROOF DUCTWORK TRANSITION SUPPORT CURBS FOR AHU-CUSTOM
PREFABRICATED EQUIPMENT SUPPORT ROOF CURB- 18 GA GALVANIZED
ALL WELDED STEEL CONSTRUCTION SHELL, BASE AND
COUNTERFLASHING, WITH FACTORY INSTALLED 2X8 MIN PRESERVATIVE
TREATED WOOD NAILER.    WELDS COATED AFTER FABRICATION.
INSULATE ROOF DECK BELOW AHU WITHIN CURB.  AHU IS CONTINUATION
OF ROOFING ASSEMBLY.  CONFIRM SIZE OF UNIT BASED ON EQUIPMENT
AND DUCTWORK SHOWN ON MECHANICAL DRAWINGS.

2. COORDINATE LOAD OF AHU WITH MODULAR MANUFACTURER.
COORDINATE LOCATION OF ROOF FRAMING SUPPORTS WITH UNIT CURB
LOCATIONS AND FINAL SIZE.  SEE DETAILS ON A523.

3. MECHANICAL UNIT SUPPORT CURB- INCLUDE GALVANIZED STEEL
CHANNEL SUPPORTS OR ANGLES TO RACK UNITS ACROSS CURBS
(PERPENDICULAR TO ROOF SLOPE) WHERE REQUIRED BY UNIT
ORIENTATION (CURBS ORIENTED FOR WATER RUNOFF).  SEE DETAIL
C4/A-523 FOR CURB.  ENGINEERED AND SIZED FOR EQUIPMENT LOADING
BY CONTRACTOR

4. FIREWALL ROOF EXTENSION
5. ROOF CRICKETS
6. CUSTOM PREFABRICATED EQUIPMENT SUPPORT ROOF CURB- 18 GA

GALVANIZED ALL WELDED STEEL CONSTRUCTION SHELL, BASE AND
COUNTERFLASHING, WITH FACTORY INSTALLED 2X4 MIN PRESERVATIVE
TREATED WOOD NAILER.    WELDS COATED AFTER FABRICATION.
CONFIRM SIZE OF UNIT BASED ON EQUIPMENT AND DUCTWORK SHOWN
ON MECHANICAL DRAWINGS.  REFER TO A2/A-523 FOR CURB DETAIL.

7. ADHERED ROOF WALKWAY PADS
8. MECHANICAL UNIT SERVICE ACCESS PLATFORM- ALUMINUM PLANKS,

RAILINGS AND LADDER ON ALUMINUM SUPPORTS MOUNTED TO CURB
SUPPORTS- SEE DETAIL C2/A-523
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SHEET NOTES:
REFLECTED CEILING PLAN

1. REFER TO SHEET AI-501 FOR ALL CEILING
DETAILS AND SHEET G-002 FOR THE RCP SYMBOL
LEGEND.

2. ALL CEILINGS AT 8'-0" AFF UNO.

3. ALL DIMENSIONS ARE TO FINISH FACE OF
WALLS.

4. LAYOUT CEILING TILE FROM CENTER OF
ROOMS, BOTH DIRECTIONS, UNO.

5. COORDINATE LAYOUT OF CEILING FRAMING TO
ACHIEVE LOCATIONS, AS SHOWN FOR MECHANICAL,
ELECTRICAL, PLUMBING AND SECURITY ITEMS
EXPOSED TO VIEW, INCLUDING BUT NOT LIMITED TO
LIGHT FIXTURES, AIR SUPPLY AND RETURNS,
DIFFUSERS, SPRINKLER HEADS, SPEAKERS, SMOKE
DETECTORS, ETC.

6. REFER TO MECHANICAL DRAWINGS (M SERIES)
FOR QUANTITY AND TYPE OF DIFFUSERS, RETURN
AIR GRILLES AND EXHAUST GRILLES. LOCATE ALL
SPRINKLERS HEADS, SMOKE DETECTORS,
SPEAKERS AND OTHER CEILING-MOUNTED
MECHANICAL, ELECTRICAL, PLUMBING AND
SECURITY ITEMS AT THE CENTER OF ACOUSTICAL
CEILING TILE, UNO. ENSURE SPRINKLER HEAD
LOCATIONS TO CLEAR OTHER CEILING FIXTURES
AND ELEMENTS AS REQUIRED.

7. REFER TO ELECTRICAL DRAWINGS (E SERIES)
FOR QUANTITY AND TYPE OF LIGHTS, SPEAKERS,
DETECTORS, POWER OUTLETS, ETC.

8. WHERE LIGHTING FIXTURES ARE NOT
DIMENSIONALLY LOCATED AT EXPOSED AND GWB
CEILING, CONTRACTOR TO CENTER FIXTURES IN
ROOM.

9. THE EXTENT OF ACCESS DOORS AND
EQUIPMENT, AS SHOWN ON THE REFLECTED
CEILING PLANS, DOES NOT NECESSARILY
REPRESENT THEIR FULL LIMITS.  ADDITIONAL
ACCESS DOORS MAY BE REQUIRED TO SERVE
EQUIPMENT NOT SHOWN ON PLANS.  PROVIDE
ACCESS DOORS AS REQUIRED BY CODE.

10. ALL EXTERIOR AND INTERIOR WINDOWS TO
RECIEVE MINI-BLINDS MB-1, UNLESS NOTED
OTHERWISE WITH SH-1 DESIGNATION.
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SHEET NOTES:
REFLECTED CEILING PLAN

1. REFER TO SHEET AI-501 FOR ALL CEILING
DETAILS AND SHEET G-002 FOR THE RCP SYMBOL
LEGEND.

2. ALL CEILINGS AT 8'-0" AFF UNO.

3. ALL DIMENSIONS ARE TO FINISH FACE OF
WALLS.

4. LAYOUT CEILING TILE FROM CENTER OF
ROOMS, BOTH DIRECTIONS, UNO.

5. COORDINATE LAYOUT OF CEILING FRAMING TO
ACHIEVE LOCATIONS, AS SHOWN FOR MECHANICAL,
ELECTRICAL, PLUMBING AND SECURITY ITEMS
EXPOSED TO VIEW, INCLUDING BUT NOT LIMITED TO
LIGHT FIXTURES, AIR SUPPLY AND RETURNS,
DIFFUSERS, SPRINKLER HEADS, SPEAKERS, SMOKE
DETECTORS, ETC.

6. REFER TO MECHANICAL DRAWINGS (M SERIES)
FOR QUANTITY AND TYPE OF DIFFUSERS, RETURN
AIR GRILLES AND EXHAUST GRILLES. LOCATE ALL
SPRINKLERS HEADS, SMOKE DETECTORS,
SPEAKERS AND OTHER CEILING-MOUNTED
MECHANICAL, ELECTRICAL, PLUMBING AND
SECURITY ITEMS AT THE CENTER OF ACOUSTICAL
CEILING TILE, UNO. ENSURE SPRINKLER HEAD
LOCATIONS TO CLEAR OTHER CEILING FIXTURES
AND ELEMENTS AS REQUIRED.

7. REFER TO ELECTRICAL DRAWINGS (E SERIES)
FOR QUANTITY AND TYPE OF LIGHTS, SPEAKERS,
DETECTORS, POWER OUTLETS, ETC.

8. WHERE LIGHTING FIXTURES ARE NOT
DIMENSIONALLY LOCATED AT EXPOSED AND GWB
CEILING, CONTRACTOR TO CENTER FIXTURES IN
ROOM.

9. THE EXTENT OF ACCESS DOORS AND
EQUIPMENT, AS SHOWN ON THE REFLECTED
CEILING PLANS, DOES NOT NECESSARILY
REPRESENT THEIR FULL LIMITS.  ADDITIONAL
ACCESS DOORS MAY BE REQUIRED TO SERVE
EQUIPMENT NOT SHOWN ON PLANS.  PROVIDE
ACCESS DOORS AS REQUIRED BY CODE.

10. ALL EXTERIOR AND INTERIOR WINDOWS TO
RECIEVE MINI-BLINDS MB-1, UNLESS NOTED
OTHERWISE WITH SH-1 DESIGNATION.

4321

C

D

B

A

ARCHITECTURE  |  ENGINEERING
& CONSULTING

1101 KING STREET
SUITE 400

ALEXANDRIA, VIRGINIA 22314
703-518-8500

D
E

P
A

R
T

M
E

N
T

 O
F

 T
H

E
 N

A
V

Y

NAVFAC DRAWING NO.

CONSTR. CONTR. NO.

EPROJECT NO.:

SCALE:

SHEET OF

N
A

V
A

L
 F

A
C

IL
IT

IE
S

 E
N

G
IN

E
E

R
IN

G
 C

O
M

M
A

N
D

CHIEF ENG/ARCH

BRANCH MANAGER

PM/DM

DES DRW CHK

SATISFACTORY TO DATE

ACTIVITY

FOR COMMANDER NAVFAC

APPROVED

5

C

D

B

A

4321 5

KEY PLAN

AB

C

D

As indicated

C
:\
rv

t\
2

0
1

5
\1

9
1

2
7
4

-A
-F

3
-C

E
N

T
R

A
L

_
g
o

w
h

it
e

.r
v
t

1
0

/3
0
/2

0
1

5
 1

0
:5

4
:5

4
 A

M

AC-101-C-V

A
R

C
H

IT
E

C
T

U
R

A
L
 -

 R
E

F
L
E

C
T

E
D

 C
E

IL
IN

G
 P

L
A

N
 -

 F
IR

S
T

 F
L
O

O
R

A
R

E
A

 C

13065812

N62470-09-D-9044

1151333

0

N
A

V
A

L
 F

A
C

IL
IT

IE
S

 E
N

G
IN

E
E

R
IN

G
 C

O
M

M
A

N
D

 ~
 N

A
V

F
A

C
 W

A
S

H
IN

G
T

O
N

A
T

L
A

N
T

IC
W

a
lt
e

r 
R

e
e

d
 N

a
ti
o

n
a
l 
M

ili
ta

ry
 M

e
d

ic
a

l 
C

e
n

te
r 

- 
B

e
th

e
s
d

a
y
, 

M
a

ry
la

n
d

N
S

A
/B

e
th

e
s
d
a

B
E

T
H

E
S

D
A

, 
M

D

P
1
2
5
 -

 T
E

M
P

O
R

A
R

Y
 M

E
D

IC
A

L
 F

A
C

IL
IT

IE
S

P
A

C
K

A
G

E
 2

 -
 C

L
IN

IC
 B

U
IL

D
IN

G

TOM COX

N/A

CHEMENJU/HILL

ST MD HE

 1/8" = 1'-0"
1

LEVEL 1 AREA C REFLECTED CEILING PLAN
0 4'-0" 8'-0" 16'-0"

SYM DESCRIPTION DATE

35% SUBMISSION 03/08/13

65% SUBMISSION 04/26/13

65% VE SUBMISSION 11/25/13

100% FINAL DESIGN
SUBMISSION

02/14/14

FINAL CORRECTED
SET

03/26/14

1 BID OPTION 11/04/15



S

S

S

S

S

SS
S

S

SS

S

N

S S

S

S

S

N N

T
V

N

S

SP

N

T
V

T
V

N

T
V

T
V

M SPSP

1D261D26

ADMIN OFFADMIN OFF

1D241D24

ADMIN OFFADMIN OFF

1D221D22

ADMIN OFFADMIN OFF

1D121D12

EQUIP STOREQUIP STOR

1C031C03

FILE GENFILE GEN

1C021C02

RECEPRECEP

1D01D1D01D

TECH CUBTECH CUB

1D01B1D01B

TECH CUBTECH CUB

1D201D20

WAITWAIT

1C891C89

ADMIN OFF

SYST FURN

ADMIN OFF

SYST FURN

1C881C88

ADMIN OFF

SYST FURN

ADMIN OFF

SYST FURN

1D971D97

ADMIN OFF

SYST FURN

ADMIN OFF

SYST FURN

1D961D96

ADMIN OFF

SYST FURN

ADMIN OFF

SYST FURN
1D951D95

ADMIN OFF

SYST FURN

ADMIN OFF

SYST FURN

1D941D94

ADMIN OFF

SYST FURN

ADMIN OFF

SYST FURN

1D931D93

ADMIN OFF

SYST FURN

ADMIN OFF

SYST FURN

1D911D91

ADMIN OFF

SYST FURN

ADMIN OFF

SYST FURN

1C901C90

ADMIN OFF

SYST FURN

ADMIN OFF

SYST FURN

1D181D18

EQUIP STOREQUIP STOR

1C621C62

EYE LANE FLD

ELEC

EYE LANE FLD

ELEC

1C641C64

EYE LANE FLD

ELEC

EYE LANE FLD

ELEC

1C00C1C00C

WAITWAIT

1C721C72

F TLT MULTF TLT MULT

1C701C70

M TLT MULTM TLT MULT

1C661C66

COMMCOMM

1D001D00

CONF LGCONF LG

1D321D32

ELEC BCELEC BC

1C99H1C99H

CORRCORR

1C99G1C99G

CORRCORR

1D99C1D99C

CORRCORR

1C681C68

SUB-WAITSUB-WAIT

8'-0"

8'-6"

7'-4"

1D051D05

STORSTOR

B3

AI-501

B2

AI-501

B3

AI-501

C3

AI-501

E
Q4'-0 5/8"

E
Q

4
'-0

"
E

Q

A 1
'-4

"
A

A
A

A
A

5'-0"

4
'-0

"

4'-0"

A

A

E
Q

4
'-0

"
E

Q

8'-0"8'-0"

Q

R

S

T

U

V

W

X

1 6.1 11.9

MATCHLINE AC-101-C-VMATCHLINE AC-101-C-V

1

1D99F1D99F

CORRCORR

8'-6"

4"

B2

AI-501

E
Q

1

SHEET NOTES:
REFLECTED CEILING PLAN

1. REFER TO SHEET AI-501 FOR ALL CEILING
DETAILS AND SHEET G-002 FOR THE RCP SYMBOL
LEGEND.

2. ALL CEILINGS AT 8'-0" AFF UNO.

3. ALL DIMENSIONS ARE TO FINISH FACE OF
WALLS.

4. LAYOUT CEILING TILE FROM CENTER OF
ROOMS, BOTH DIRECTIONS, UNO.

5. COORDINATE LAYOUT OF CEILING FRAMING TO
ACHIEVE LOCATIONS, AS SHOWN FOR MECHANICAL,
ELECTRICAL, PLUMBING AND SECURITY ITEMS
EXPOSED TO VIEW, INCLUDING BUT NOT LIMITED TO
LIGHT FIXTURES, AIR SUPPLY AND RETURNS,
DIFFUSERS, SPRINKLER HEADS, SPEAKERS, SMOKE
DETECTORS, ETC.

6. REFER TO MECHANICAL DRAWINGS (M SERIES)
FOR QUANTITY AND TYPE OF DIFFUSERS, RETURN
AIR GRILLES AND EXHAUST GRILLES. LOCATE ALL
SPRINKLERS HEADS, SMOKE DETECTORS,
SPEAKERS AND OTHER CEILING-MOUNTED
MECHANICAL, ELECTRICAL, PLUMBING AND
SECURITY ITEMS AT THE CENTER OF ACOUSTICAL
CEILING TILE, UNO. ENSURE SPRINKLER HEAD
LOCATIONS TO CLEAR OTHER CEILING FIXTURES
AND ELEMENTS AS REQUIRED.

7. REFER TO ELECTRICAL DRAWINGS (E SERIES)
FOR QUANTITY AND TYPE OF LIGHTS, SPEAKERS,
DETECTORS, POWER OUTLETS, ETC.

8. WHERE LIGHTING FIXTURES ARE NOT
DIMENSIONALLY LOCATED AT EXPOSED AND GWB
CEILING, CONTRACTOR TO CENTER FIXTURES IN
ROOM.

9. THE EXTENT OF ACCESS DOORS AND
EQUIPMENT, AS SHOWN ON THE REFLECTED
CEILING PLANS, DOES NOT NECESSARILY
REPRESENT THEIR FULL LIMITS.  ADDITIONAL
ACCESS DOORS MAY BE REQUIRED TO SERVE
EQUIPMENT NOT SHOWN ON PLANS.  PROVIDE
ACCESS DOORS AS REQUIRED BY CODE.

10. ALL EXTERIOR AND INTERIOR WINDOWS TO
RECIEVE MINI-BLINDS MB-1, UNLESS NOTED
OTHERWISE WITH SH-1 DESIGNATION.
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SHEET NOTES:
REFLECTED CEILING PLAN

1. REFER TO SHEET AI-501 FOR ALL CEILING
DETAILS AND SHEET G-002 FOR THE RCP SYMBOL
LEGEND.

2. ALL CEILINGS AT 8'-0" AFF UNO.

3. ALL DIMENSIONS ARE TO FINISH FACE OF
WALLS.

4. LAYOUT CEILING TILE FROM CENTER OF
ROOMS, BOTH DIRECTIONS, UNO.

5. COORDINATE LAYOUT OF CEILING FRAMING TO
ACHIEVE LOCATIONS, AS SHOWN FOR MECHANICAL,
ELECTRICAL, PLUMBING AND SECURITY ITEMS
EXPOSED TO VIEW, INCLUDING BUT NOT LIMITED TO
LIGHT FIXTURES, AIR SUPPLY AND RETURNS,
DIFFUSERS, SPRINKLER HEADS, SPEAKERS, SMOKE
DETECTORS, ETC.

6. REFER TO MECHANICAL DRAWINGS (M SERIES)
FOR QUANTITY AND TYPE OF DIFFUSERS, RETURN
AIR GRILLES AND EXHAUST GRILLES. LOCATE ALL
SPRINKLERS HEADS, SMOKE DETECTORS,
SPEAKERS AND OTHER CEILING-MOUNTED
MECHANICAL, ELECTRICAL, PLUMBING AND
SECURITY ITEMS AT THE CENTER OF ACOUSTICAL
CEILING TILE, UNO. ENSURE SPRINKLER HEAD
LOCATIONS TO CLEAR OTHER CEILING FIXTURES
AND ELEMENTS AS REQUIRED.

7. REFER TO ELECTRICAL DRAWINGS (E SERIES)
FOR QUANTITY AND TYPE OF LIGHTS, SPEAKERS,
DETECTORS, POWER OUTLETS, ETC.

8. WHERE LIGHTING FIXTURES ARE NOT
DIMENSIONALLY LOCATED AT EXPOSED AND GWB
CEILING, CONTRACTOR TO CENTER FIXTURES IN
ROOM.

9. THE EXTENT OF ACCESS DOORS AND
EQUIPMENT, AS SHOWN ON THE REFLECTED
CEILING PLANS, DOES NOT NECESSARILY
REPRESENT THEIR FULL LIMITS.  ADDITIONAL
ACCESS DOORS MAY BE REQUIRED TO SERVE
EQUIPMENT NOT SHOWN ON PLANS.  PROVIDE
ACCESS DOORS AS REQUIRED BY CODE.

10. ALL EXTERIOR AND INTERIOR WINDOWS TO
RECIEVE MINI-BLINDS MB-1, UNLESS NOTED
OTHERWISE WITH SH-1 DESIGNATION.
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A1 ENLARGED ELEVATOR PLAN - LEVEL 1
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GENERAL NOTES

1. SEE FLOOR PLANS FOR DOOR SYMBOL
REFERENCES.

2. REFER TO SHEET A-611 FOR DOOR FRAME
DETAILS.

3. DOOR OPENING LOCATIONS:

A. IMMEDIATELY ADJACENT TO A FLANKING
WALL (6" TYP INCLUDING DOOR FRAME) U.N.O.

B. AT THE CENTERLINE OF ROOM, U.N.O.
C. DOOR OPENINGS IN OTHER LOCATIONS

ARE LOCATED BY 
DIMENSIONS.

4. SEE SPECIFICATIONS FOR HARDWARE
SCHEDULE.

5. ALL DOOR/ WINDOW FRAMES ARE WELDED
FRAMES, U.N.O.

6. GLASS:
A. INTERIOR DOOR/ WINDOW:
    1. CLEAR FLOAT GLASS (GL-1)
B. EXTERIOR DOOR/ WINDOW:
    1. LOW E, CLEAR, INSULATING GLASS (GL-2)
    2. SAFETY GLAZING AT ALL FULL GLASS 

DOORS AND SIDELIGHTS (GL-3).  

7. ALL EXTERIOR DOORS SHALL HAVE METAL
THRESHOLDS, SEE HARDWARE SCHEDULE.

8.    SEE SPECIFICATIONS FOR VISION PANELS.

9. ALL SOLID CORE WOOD DOORS TO BE STAIN
GRADE, U.N.O.

10.  REFER TO SPEC SECTION 09 06 00 COLOR
SCHEDULE FOR HOLLOW METAL DOOR AND
FRAME PAINT COLOR.

SCHEDULE NOTES

ABBREVIATIONS

1. AUTOMATIC SWINGING LOW ENERGY DOOR
2. CIPHER LOCK  (INSTALLED ON DOOR.
lOCATION OF SUMBOL ON FLOOR PLAN
INDICATES THE SIDE OF THE DOOR ON WHICH
THE LOCK IS INSTALLED.
3. UNEVEN PAIR DOOR
4. 180 DEGREE SWING
5. REMOTE RELEASE
6. KEYPAD

ALUM ALUMINUM
ANOD ANODIZED
GT GLASS TYPE
HM HOLLOW METAL
PNT   PAINT
RM ROOM
STN STAIN
WD WOOD
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DOOR AND FRAME SCHEDULE 602

IDENTIFICATION PANEL FRAME

FIRE
RATING

HARDWARE

NOTES
ROOM

NO. ROOM NAME
DOOR

NO.

DIMENSIONS

TYPE MATERIAL FINISH TYPE MATERIAL FINISH

FRAME DETAIL

GROUP ELECTRICAL

WIDTH

H HEAD JAMB SILLW1 W2
TOTAL
WIDTH

1B79 COUNSELING ROOM 1B79 3' - 0" 7' - 0" F WD STN 1 HM P A1 A2 - HW-01

1B80 ADMINSTRATIVE OFFICE, SYSTEM FURNITURE 1B80 3' - 0" 7' - 0" F WD STN 1 HM P A1 A2 - HW-01

1B99A CORRIDOR, BUILDING COMMON 1B99A 3' - 0" 7' - 0" F WD STN 1 HM P A1 A2 - CA-02 2

1B99B CORRIDOR, BUILDING COMMON 1B99B 3' - 0" 7' - 0" F WD STN 1 HM P A1 A2 - CA-02 2

1B99E CORRIDOR, BUILDING COMMON 1B99E 3' - 0" 7' - 0" F WD STN 1 HM P A1 A2 - CA-02 2

1B99F CORRIDOR, BUILDING COMMON 1B99F 3' - 0" 7' - 0" F WD STN 11 HM P A1 A2 - 90 HW-10A

1B99G CORRIDOR, BUILDING COMMON 1B99G 3' - 0" 3' - 0" 6' - 0" 7' - 0" F/F WD STN 12 HM P C4/A-612 C5/A-612 - 90 HW-45M

1D20 WAITING ROOM 1B99GA 3' - 0" 6' - 10" F HM P 11 HM P B1/A-611 B2/A-611 A4/A-612 HW-29

1B99J CORRIDOR, BUILDING COMMON 1B99J 3' - 0" 7' - 0" F WD STN 11 HM P A1 A2 - 90 HW-10A

1B99K CORRIDOR, BUILDING COMMON 1B99K 3' - 0" 7' - 0" F WD STN 1 HM P A1 A2 - CA-02 2

1C01 RECEPTION 1C01 3' - 0" 7' - 0" F WD STN 1 HM P A1 A2 - HW-07

1C02 RECEPTION 1C02 3' - 0" 7' - 0" F WD STN 1 HM P A1 A2 - HW-07

1C03 FILE ROOM, GENERAL USE 1C03 3' - 0" 7' - 0" F WD STN 1 HM P A1 A2 - HW-04

1C04 EYE LANE, FOLDED ELECTRONIC 1C04 3' - 0" 7' - 0" F WD STN 1 HM P A1 A2 - HW-09

1C05 STORAGE ROOM, EQUIPMENT/ SHELVING 1C05 3' - 0" 7' - 0" F WD STN 1 HM P A1 A2 - HW-04

1C06 EYE LANE, FOLDED ELECTRONIC 1C06 3' - 0" 7' - 0" F WD STN 1 HM P A1 A2 - HW-09

1C07 FEMALE TOILET, MULTIPLE 1C07 3' - 0" 7' - 0" F WD STN 1 HM P A1 A2 - HW-05

1C08 EYE LANE, FOLDED ELECTRONIC 1C08 3' - 0" 7' - 0" F WD STN 1 HM P A1 A2 - HW-09

1C09 COMMUNICATIONS ROOM 1C09 3' - 0" 7' - 0" F WD STN 1 HM P A1 A2 - CA-02 2

1C10 EYE LANE, FOLDED ELECTRONIC 1C10 3' - 0" 7' - 0" F WD STN 1 HM P A1 A2 - HW-09

1C12 EYE LANE, FOLDED ELECTRONIC 1C12 3' - 0" 7' - 0" F WD STN 1 HM P A1 A2 - HW-09

1C13 OPTHALMOLOGY PHOTOGRAPHY ROOM 1C13 3' - 0" 7' - 0" F WD STN 1 HM P A1 A2 - HW-09

1C14 EYE LANE, FOLDED ELECTRONIC 1C14 3' - 0" 7' - 0" F WD STN 1 HM P A1 A2 - HW-09

1C15 OPTHALMOLOGY EXAM ROOM (OCT) 1C15 3' - 0" 7' - 0" F WD STN 1 HM P A1 A2 - HW-09

1C16 EYE LANE, FOLDED ELECTRONIC 1C16 3' - 0" 7' - 0" F WD STN 1 HM P A1 A2 - HW-09

1C17 OPTHALMOLOGY EXAM ROOM (OCT) 1C17 3' - 0" 7' - 0" F WD STN 1 HM P A1 A2 - HW-09

1C18 EYE LANE, FOLDED ELECTRONIC 1C18 3' - 0" 7' - 0" F WD STN 1 HM P A1 A2 - HW-09

1C19 OPTHALMOLOGY EXAM ROOM (OCT) 1C19 3' - 0" 7' - 0" F WD STN 1 HM P A1 A2 - HW-09

1C22 MALE TOILET, MULTIPLE 1C22 3' - 0" 7' - 0" F WD STN 1 HM P A1 A2 - HW-05

1C24 FEMALE TOILET, MULTIPLE 1C24 3' - 0" 7' - 0" F WD STN 1 HM P A1 A2 - HW-05

1C27 EYE LANE, FOLDED ELECTRONIC 1C27 3' - 0" 7' - 0" F WD STN 1 HM P A1 A2 - HW-09

1C28 VISUAL FIELD ROOM 1C28 3' - 0" 7' - 0" F WD STN 1 HM P A1 A2 - HW-09

1C29 EYE LANE, FOLDED ELECTRONIC 1C29 3' - 0" 7' - 0" F WD STN 1 HM P A1 A2 - HW-09

1C31 EYE LANE, FOLDED ELECTRONIC 1C31 3' - 0" 7' - 0" F WD STN 1 HM P A1 A2 - HW-09

1C99D CORRIDOR, BUILDING COMMON 1C32 3' - 0" 7' - 0" F WD STN 1 HM P A1 A2 - HW-04A

1C33 EYE LANE, FOLDED ELECTRONIC 1C33 3' - 0" 7' - 0" F WD STN 1 HM P A1 A2 - HW-09

1C34 EYE LANE, FOLDED ELECTRONIC 1C34 3' - 0" 7' - 0" F WD STN 1 HM P A1 A2 - HW-09

1C35 EYE LANE, FOLDED ELECTRONIC 1C35 3' - 0" 7' - 0" F WD STN 1 HM P A1 A2 - HW-09

1C36 EYE LANE, FOLDED ELECTRONIC 1C36 3' - 0" 7' - 0" F WD STN 1 HM P A1 A2 - HW-09

1C37 EYE LANE, FOLDED ELECTRONIC 1C37 3' - 0" 7' - 0" F WD STN 1 HM P A1 A2 - HW-09

1C38 EYE LANE, FOLDED ELECTRONIC 1C38 3' - 0" 7' - 0" F WD STN 1 HM P A1 A2 - HW-09

1C39 EYE LANE, FOLDED ELECTRONIC 1C39 3' - 0" 7' - 0" F WD STN 1 HM P A1 A2 - HW-09

1C40 EYE LANE, FOLDED ELECTRONIC 1C40 3' - 0" 7' - 0" F WD STN 1 HM P A1 A2 - HW-09

1C41 EYE LANE, FOLDED ELECTRONIC 1C41 3' - 0" 7' - 0" F WD STN 1 HM P A1 A2 - HW-09

1C42 EYE LANE, FOLDED ELECTRONIC 1C42 3' - 0" 7' - 0" F WD STN 1 HM P A1 A2 - HW-09

1C44 CONFERENCE ROOM, LARGE 1C44A 3' - 0" 7' - 0" F WD STN 1 HM P A1 A2 - HW-07

1C44 CONFERENCE ROOM, LARGE 1C44B 3' - 0" 7' - 0" F WD STN 1 HM P A1 A2 - HW-07

1C45 VISUAL FIELD ROOM 1C45 3' - 0" 7' - 0" F WD STN 1 HM P A1 A2 - HW-09

1C46 SIMULATION ROOM - PH 1C46 3' - 0" 7' - 0" F WD STN 1 HM P A1 A2 - HW-09

1C43 VISUAL FIELD ROOM 1C47 3' - 0" 7' - 0" F WD STN 1 HM P A1 A2 - HW-09

1C50 EYE LANE, FOLDED ELECTRONIC 1C50 3' - 0" 7' - 0" F WD STN 1 HM P A1 A2 - HW-09

1C51 EYE LANE, FOLDED ELECTRONIC 1C51 3' - 0" 7' - 0" F WD STN 1 HM P A1 A2 - HW-09

1C52 EYE LANE, FOLDED ELECTRONIC 1C52 3' - 0" 7' - 0" F WD STN 1 HM P A1 A2 - HW-09

1C53 EYE LANE, FOLDED ELECTRONIC 1C53 3' - 0" 7' - 0" F WD STN 1 HM P A1 A2 - HW-09

1C54 EYE LANE, FOLDED ELECTRONIC 1C54 3' - 0" 7' - 0" F WD STN 1 HM P A1 A2 - HW-09

1C55 EYE LANE, FOLDED ELECTRONIC 1C55 3' - 0" 7' - 0" F WD STN 1 HM P A1 A2 - HW-09

1C56 EYE LANE, FOLDED ELECTRONIC 1C56 3' - 0" 7' - 0" F WD STN 1 HM P A1 A2 - HW-09

1C57 EYE LANE, FOLDED ELECTRONIC 1C57 3' - 0" 7' - 0" F WD STN 1 HM P A1 A2 - HW-09

1C58 EYE LANE, FOLDED ELECTRONIC 1C58 3' - 0" 7' - 0" F WD STN 1 HM P A1 A2 - HW-09

1C59 EYE LANE, FOLDED ELECTRONIC 1C59 3' - 0" 7' - 0" F WD STN 1 HM P A1 A2 - HW-09

1C60 EYE LANE, FOLDED ELECTRONIC 1C60 3' - 0" 7' - 0" F WD STN 1 HM P A1 A2 - HW-09

1C61 OPT/ TECH WORK AREA 1C61 3' - 0" 7' - 0" F WD STN 1 HM P A1 A2 - HW-07

1C62 EYE LANE, FOLDED ELECTRONIC 1C62 3' - 0" 7' - 0" F WD STN 1 HM P A1 A2 - HW-09

1C63 EYE LANE, FOLDED ELECTRONIC 1C63 3' - 0" 7' - 0" F WD STN 1 HM P A1 A2 - HW-09

1C64 EYE LANE, FOLDED ELECTRONIC 1C64 3' - 0" 7' - 0" F WD STN 1 HM P A1 A2 - HW-09

1C65 EYE LANE, FOLDED ELECTRONIC 1C65 3' - 0" 7' - 0" F WD STN 1 HM P A1 A2 - HW-09

1C66 COMMUNICATIONS ROOM 1C66 3' - 0" 7' - 0" F WD STN 1 HM P A1 A2 - CA-02 2

1C67 EYE LANE, FOLDED ELECTRONIC 1C67 3' - 0" 7' - 0" F WD STN 1 HM P A1 A2 - HW-09

1C69 EYE LANE, FOLDED ELECTRONIC 1C69 3' - 0" 7' - 0" F WD STN 1 HM P A1 A2 - HW-09

1C70 MALE TOILET, MULTIPLE 1C70 3' - 0" 7' - 0" F WD STN 1 HM P A1 A2 - HW-05

1C71 LASER TREATMENT ROOM 1C71 3' - 0" 7' - 0" F WD STN 1 HM P A1 A2 - HW-09

1C72 FEMALE TOILET, MULTIPLE 1C72 3' - 0" 7' - 0" F WD STN 1 HM P A1 A2 - HW-05

1C73 LASER TREATMENT ROOM 1C73 3' - 0" 7' - 0" F WD STN 1 HM P A1 A2 - HW-09

1D05 STORAGE 1C78 3' - 6" 7' - 0" F WD STN 1 HM P A1 A2 - HW-04

1D12 EQUIPMENT STORAGE 1C81 3' - 6" 7' - 0" F WD STN 1 HM P

1C84 ADMINSTRATIVE OFFICE, SYSTEM FURNITURE 1C84 3' - 0" 7' - 0" F WD STN 1 HM P A1 A2 - HW-01

1C85 STAFF LOUNGE 1C85 3' - 0" 7' - 0" F WD STN 1 HM P A1 A2 - HW-07

1C86 PRIVATE OFFICE, COMMAND EEO 1C86 3' - 0" 7' - 0" F WD STN 1 HM P A1 A2 - HW-01

1C87 ADMINSTRATIVE OFFICE, SYSTEM FURNITURE 1C87 3' - 0" 7' - 0" F WD STN 1 HM P A1 A2 - HW-01

1C88 ADMINSTRATIVE OFFICE, SYSTEM FURNITURE 1C88 3' - 0" 7' - 0" F WD STN 1 HM P A1 A2 - HW-01

1C89 ADMINSTRATIVE OFFICE, SYSTEM FURNITURE 1C89 3' - 0" 7' - 0" F WD STN 1 HM P A1 A2 - HW-01

1C90 ADMINSTRATIVE OFFICE, SYSTEM FURNITURE 1C90 3' - 0" 7' - 0" F WD STN 1 HM P A1 A2 - HW-01

1C99A CORRIDOR, BUILDING COMMON 1C99A 3' - 0" 7' - 0" F WD STN 1 HM P A1 A2 - CA-02 2

1C99C CORRIDOR, BUILDING COMMON 1C99C 3' - 0" 7' - 0" F WD STN 1 HM P A1 A2 - CA-02 2

1C99E CORRIDOR, BUILDING COMMON 1C99E 3' - 0" 7' - 0" F WD STN 1 HM P A1 A2 - CA-02 2

1C99G CORRIDOR, BUILDING COMMON 1C99G 3' - 0" 7' - 0" F WD STN 1 HM P A1 A2 - CA-02 2

1CST STAIR C, BUILDING COMMON 1CST 3' - 0" 6' - 10" N HM P 11 HM P B1/A-611 B2/A-611 A4/1-612 HW-29

1D00 CONFERENCE ROOM, LARGE 1D00 3' - 0" 7' - 0" F WD STN 1 HM P A1 A2 - HW-07

1D01D TECHNICIAN CUBICLES 1D01 3' - 0" 7' - 0" F WD STN 1 HM P A1 A2 - HW-07

SYM DESCRIPTION DATE

65% SUBMISSION 04/26/13

65% VE SUBMISSION 11/25/13

100% FINAL DESIGN
SUBMISSION

02/14/14

1 BID OPTION 11/04/15

1


	Sheets
	A-10C-V - ARCHITECTURAL - FLOOR PLAN - CRAWLSPACE OVERALL
	A-101-A2-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA A2
	A-101-A4-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA A4
	A-101-B2-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA B2
	A-101-C3-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA C3
	A-101-C4-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA C4
	A-101-D1-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA D1
	A-101-D2-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA D2
	A-101-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR OVERALL
	A-102-B2-V - ARCHITECTURAL - FLOOR PLAN - SECOND FLOOR AREA B2
	A-102-V - ARCHITECTURAL - FLOOR PLAN - SECOND FLOOR OVERALL
	A-103-V - ARCHITECTURAL - FLOOR PLAN - ROOF
	A-201-V - ARCHITECTURAL - EXTERIOR ELEVATIONS
	A-202-V - ARCHITECTURAL - EXTERIOR ELEVATIONS
	A-203-V - ARCHITECTURAL - EXTERIOR ELEVATIONS
	A-204-V - ARCHITECTURAL - EXTERIOR ELEVATIONS
	A-301-V - ARCHITECTURAL - BUILDING SECTIONS
	A-401-V - ARCHITECTURAL - ENLARGED ELEVATOR PLANS AND SECTIONS
	A-402-V - ARCHITECTURAL - ENLARGED STAIR PLANS AND SECTIONS
	A-403-V - ARCHITECTURAL - ENLARGED STAIR PLANS AND SECTIONS
	A-431-V - ARCHITECTURAL - INTERIOR ELEVATIONS
	A-432-V - ARCHITECTURAL - INTERIOR ELEVATIONS
	A-438-V - ARCHITECTURAL - INTERIOR ELEVATIONS
	A-602-V - ARCHITECTURAL - DOOR SCHEDULE
	AC-101-B-V - ARCHITECTURAL - REFLECTED CEILING PLAN - FIRST FLOOR AREA B
	AC-101-C-V - ARCHITECTURAL - REFLECTED CEILING PLAN - FIRST FLOOR AREA C
	AC-101-D-V - ARCHITECTURAL - REFLECTED CEILING PLAN - FIRST FLOOR AREA D
	AC-102-B-V - ARCHITECTURAL - REFLECTED CEILING PLAN - SECOND FLOOR AREA B
	AG-101-B-V - WAYFINDING - ROOM_REG LOCATION PLAN - FIRST FLOOR AREA B
	AG-101-C-V - WAYFINDING - ROOM_REG LOCATION PLAN - FIRST FLOOR AREA C
	AG-101-D-V - WAYFINDING - ROOM_REG LOCATION PLAN - FIRST FLOOR AREA D
	AG-102-B-V - WAYFINDING - ROOM_REG LOCATION PLAN - SECOND FLOOR AREA B
	AG-111-B-V - WAYFINDING - LIFE SAFETY LOCATION PLAN - FIRST FLOOR AREA B
	AG-111-C-V - WAYFINDING - LIFE SAFETY LOCATION PLAN - FIRST FLOOR AREA C
	AG-111-D-V - WAYFINDING - LIFE SAFETY LOCATION PLAN - FIRST FLOOR AREA D
	AG-112-B-V - WAYFINDING - LIFE SAFETY LOCATION PLAN - SECOND FLOOR AREA B
	AG-601-V - WAYFINDING - ROOM_REG MESSAGE SCHEDULE - FIRST FLOOR
	AG-602-V - WAYFINDING - ROOM_REG MESSAGE SCHEDULE - FIRST FLOOR (CONTINUED)
	AG-603-V - WAYFINDING - ROOM_REG MESSAGE SCHEDULE - FIRST FLOOR (CONTINUED)
	I-602-V - INTERIORS - ROOM FINISH SCHEDULE - FIRST FLOOR CONT.
	IF-101-B2-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA B2
	IF-101-C3-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA C3
	IF-101-C4-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA C4
	IF-101-D1-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA D1
	IF-101-D2-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA D2
	IF-102-B2-V - INTERIORS - FURNITURE PLAN - SECOND FLOOR, AREA B2
	IN-101-B-V - INTERIORS - FLOOR PATTERN PLAN - FIRST FLOOR, AREA B
	IN-101-C-V - INTERIORS - FLOOR PATTERN PLAN - FIRST FLOOR, AREA C
	IN-101-D-V - INTERIORS - FLOOR PATTERN PLAN - FIRST FLOOR, AREA D
	IP-101-B-V - INTERIORS - WALL PROTECTION PLAN - FIRST FLOOR, AREA B
	IP-101-C-V - INTERIORS - WALL PROTECTION PLAN - FIRST FLOOR, AREA C
	IP-101-D-V - INTERIORS - WALL PROTECTION PLAN - FIRST FLOOR, AREA D
	IP-102-B-V - INTERIORS - WALL PROTECTION PLAN - SECOND FLOOR, AREA B
	Q-101-B2-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA B2
	Q-101-C3-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA C3
	Q-101-C4-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA C4
	Q-101-D1-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA D1
	Q-101-D2-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA D2
	Q-102-B2-V - EQUIPMENT - FLOOR PLAN - SECOND FLOOR AREA B2

	1057 A-101-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR OVERALL
	Sheets
	A-10C-V - ARCHITECTURAL - FLOOR PLAN - CRAWLSPACE OVERALL
	A-101-A2-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA A2
	A-101-A4-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA A4
	A-101-B2-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA B2
	A-101-C3-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA C3
	A-101-C4-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA C4
	A-101-D1-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA D1
	A-101-D2-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA D2
	A-101-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR OVERALL
	A-102-B2-V - ARCHITECTURAL - FLOOR PLAN - SECOND FLOOR AREA B2
	A-102-V - ARCHITECTURAL - FLOOR PLAN - SECOND FLOOR OVERALL
	A-103-V - ARCHITECTURAL - FLOOR PLAN - ROOF
	A-201-V - ARCHITECTURAL - EXTERIOR ELEVATIONS
	A-202-V - ARCHITECTURAL - EXTERIOR ELEVATIONS
	A-203-V - ARCHITECTURAL - EXTERIOR ELEVATIONS
	A-204-V - ARCHITECTURAL - EXTERIOR ELEVATIONS
	A-301-V - ARCHITECTURAL - BUILDING SECTIONS
	A-401-V - ARCHITECTURAL - ENLARGED ELEVATOR PLANS AND SECTIONS
	A-402-V - ARCHITECTURAL - ENLARGED STAIR PLANS AND SECTIONS
	A-403-V - ARCHITECTURAL - ENLARGED STAIR PLANS AND SECTIONS
	A-431-V - ARCHITECTURAL - INTERIOR ELEVATIONS
	A-432-V - ARCHITECTURAL - INTERIOR ELEVATIONS
	A-438-V - ARCHITECTURAL - INTERIOR ELEVATIONS
	A-602-V - ARCHITECTURAL - DOOR SCHEDULE
	AC-101-B-V - ARCHITECTURAL - REFLECTED CEILING PLAN - FIRST FLOOR AREA B
	AC-101-C-V - ARCHITECTURAL - REFLECTED CEILING PLAN - FIRST FLOOR AREA C
	AC-101-D-V - ARCHITECTURAL - REFLECTED CEILING PLAN - FIRST FLOOR AREA D
	AC-102-B-V - ARCHITECTURAL - REFLECTED CEILING PLAN - SECOND FLOOR AREA B
	AG-101-B-V - WAYFINDING - ROOM_REG LOCATION PLAN - FIRST FLOOR AREA B
	AG-101-C-V - WAYFINDING - ROOM_REG LOCATION PLAN - FIRST FLOOR AREA C
	AG-101-D-V - WAYFINDING - ROOM_REG LOCATION PLAN - FIRST FLOOR AREA D
	AG-102-B-V - WAYFINDING - ROOM_REG LOCATION PLAN - SECOND FLOOR AREA B
	AG-111-B-V - WAYFINDING - LIFE SAFETY LOCATION PLAN - FIRST FLOOR AREA B
	AG-111-C-V - WAYFINDING - LIFE SAFETY LOCATION PLAN - FIRST FLOOR AREA C
	AG-111-D-V - WAYFINDING - LIFE SAFETY LOCATION PLAN - FIRST FLOOR AREA D
	AG-112-B-V - WAYFINDING - LIFE SAFETY LOCATION PLAN - SECOND FLOOR AREA B
	AG-601-V - WAYFINDING - ROOM_REG MESSAGE SCHEDULE - FIRST FLOOR
	AG-602-V - WAYFINDING - ROOM_REG MESSAGE SCHEDULE - FIRST FLOOR (CONTINUED)
	AG-603-V - WAYFINDING - ROOM_REG MESSAGE SCHEDULE - FIRST FLOOR (CONTINUED)
	I-602-V - INTERIORS - ROOM FINISH SCHEDULE - FIRST FLOOR CONT.
	IF-101-B2-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA B2
	IF-101-C3-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA C3
	IF-101-C4-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA C4
	IF-101-D1-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA D1
	IF-101-D2-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA D2
	IF-102-B2-V - INTERIORS - FURNITURE PLAN - SECOND FLOOR, AREA B2
	IN-101-B-V - INTERIORS - FLOOR PATTERN PLAN - FIRST FLOOR, AREA B
	IN-101-C-V - INTERIORS - FLOOR PATTERN PLAN - FIRST FLOOR, AREA C
	IN-101-D-V - INTERIORS - FLOOR PATTERN PLAN - FIRST FLOOR, AREA D
	IP-101-B-V - INTERIORS - WALL PROTECTION PLAN - FIRST FLOOR, AREA B
	IP-101-C-V - INTERIORS - WALL PROTECTION PLAN - FIRST FLOOR, AREA C
	IP-101-D-V - INTERIORS - WALL PROTECTION PLAN - FIRST FLOOR, AREA D
	IP-102-B-V - INTERIORS - WALL PROTECTION PLAN - SECOND FLOOR, AREA B
	Q-101-B2-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA B2
	Q-101-C3-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA C3
	Q-101-C4-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA C4
	Q-101-D1-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA D1
	Q-101-D2-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA D2
	Q-102-B2-V - EQUIPMENT - FLOOR PLAN - SECOND FLOOR AREA B2


	1059 A-101-A2-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA A2
	Sheets
	A-10C-V - ARCHITECTURAL - FLOOR PLAN - CRAWLSPACE OVERALL
	A-101-A2-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA A2
	A-101-A4-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA A4
	A-101-B2-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA B2
	A-101-C3-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA C3
	A-101-C4-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA C4
	A-101-D1-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA D1
	A-101-D2-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA D2
	A-101-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR OVERALL
	A-102-B2-V - ARCHITECTURAL - FLOOR PLAN - SECOND FLOOR AREA B2
	A-102-V - ARCHITECTURAL - FLOOR PLAN - SECOND FLOOR OVERALL
	A-103-V - ARCHITECTURAL - FLOOR PLAN - ROOF
	A-201-V - ARCHITECTURAL - EXTERIOR ELEVATIONS
	A-202-V - ARCHITECTURAL - EXTERIOR ELEVATIONS
	A-203-V - ARCHITECTURAL - EXTERIOR ELEVATIONS
	A-204-V - ARCHITECTURAL - EXTERIOR ELEVATIONS
	A-301-V - ARCHITECTURAL - BUILDING SECTIONS
	A-401-V - ARCHITECTURAL - ENLARGED ELEVATOR PLANS AND SECTIONS
	A-402-V - ARCHITECTURAL - ENLARGED STAIR PLANS AND SECTIONS
	A-403-V - ARCHITECTURAL - ENLARGED STAIR PLANS AND SECTIONS
	A-431-V - ARCHITECTURAL - INTERIOR ELEVATIONS
	A-432-V - ARCHITECTURAL - INTERIOR ELEVATIONS
	A-438-V - ARCHITECTURAL - INTERIOR ELEVATIONS
	A-602-V - ARCHITECTURAL - DOOR SCHEDULE
	AC-101-B-V - ARCHITECTURAL - REFLECTED CEILING PLAN - FIRST FLOOR AREA B
	AC-101-C-V - ARCHITECTURAL - REFLECTED CEILING PLAN - FIRST FLOOR AREA C
	AC-101-D-V - ARCHITECTURAL - REFLECTED CEILING PLAN - FIRST FLOOR AREA D
	AC-102-B-V - ARCHITECTURAL - REFLECTED CEILING PLAN - SECOND FLOOR AREA B
	AG-101-B-V - WAYFINDING - ROOM_REG LOCATION PLAN - FIRST FLOOR AREA B
	AG-101-C-V - WAYFINDING - ROOM_REG LOCATION PLAN - FIRST FLOOR AREA C
	AG-101-D-V - WAYFINDING - ROOM_REG LOCATION PLAN - FIRST FLOOR AREA D
	AG-102-B-V - WAYFINDING - ROOM_REG LOCATION PLAN - SECOND FLOOR AREA B
	AG-111-B-V - WAYFINDING - LIFE SAFETY LOCATION PLAN - FIRST FLOOR AREA B
	AG-111-C-V - WAYFINDING - LIFE SAFETY LOCATION PLAN - FIRST FLOOR AREA C
	AG-111-D-V - WAYFINDING - LIFE SAFETY LOCATION PLAN - FIRST FLOOR AREA D
	AG-112-B-V - WAYFINDING - LIFE SAFETY LOCATION PLAN - SECOND FLOOR AREA B
	AG-601-V - WAYFINDING - ROOM_REG MESSAGE SCHEDULE - FIRST FLOOR
	AG-602-V - WAYFINDING - ROOM_REG MESSAGE SCHEDULE - FIRST FLOOR (CONTINUED)
	AG-603-V - WAYFINDING - ROOM_REG MESSAGE SCHEDULE - FIRST FLOOR (CONTINUED)
	I-602-V - INTERIORS - ROOM FINISH SCHEDULE - FIRST FLOOR CONT.
	IF-101-B2-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA B2
	IF-101-C3-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA C3
	IF-101-C4-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA C4
	IF-101-D1-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA D1
	IF-101-D2-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA D2
	IF-102-B2-V - INTERIORS - FURNITURE PLAN - SECOND FLOOR, AREA B2
	IN-101-B-V - INTERIORS - FLOOR PATTERN PLAN - FIRST FLOOR, AREA B
	IN-101-C-V - INTERIORS - FLOOR PATTERN PLAN - FIRST FLOOR, AREA C
	IN-101-D-V - INTERIORS - FLOOR PATTERN PLAN - FIRST FLOOR, AREA D
	IP-101-B-V - INTERIORS - WALL PROTECTION PLAN - FIRST FLOOR, AREA B
	IP-101-C-V - INTERIORS - WALL PROTECTION PLAN - FIRST FLOOR, AREA C
	IP-101-D-V - INTERIORS - WALL PROTECTION PLAN - FIRST FLOOR, AREA D
	IP-102-B-V - INTERIORS - WALL PROTECTION PLAN - SECOND FLOOR, AREA B
	Q-101-B2-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA B2
	Q-101-C3-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA C3
	Q-101-C4-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA C4
	Q-101-D1-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA D1
	Q-101-D2-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA D2
	Q-102-B2-V - EQUIPMENT - FLOOR PLAN - SECOND FLOOR AREA B2


	1061 A-101-A4-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA A4
	Sheets
	A-10C-V - ARCHITECTURAL - FLOOR PLAN - CRAWLSPACE OVERALL
	A-101-A2-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA A2
	A-101-A4-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA A4
	A-101-B2-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA B2
	A-101-C3-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA C3
	A-101-C4-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA C4
	A-101-D1-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA D1
	A-101-D2-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA D2
	A-101-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR OVERALL
	A-102-B2-V - ARCHITECTURAL - FLOOR PLAN - SECOND FLOOR AREA B2
	A-102-V - ARCHITECTURAL - FLOOR PLAN - SECOND FLOOR OVERALL
	A-103-V - ARCHITECTURAL - FLOOR PLAN - ROOF
	A-201-V - ARCHITECTURAL - EXTERIOR ELEVATIONS
	A-202-V - ARCHITECTURAL - EXTERIOR ELEVATIONS
	A-203-V - ARCHITECTURAL - EXTERIOR ELEVATIONS
	A-204-V - ARCHITECTURAL - EXTERIOR ELEVATIONS
	A-301-V - ARCHITECTURAL - BUILDING SECTIONS
	A-401-V - ARCHITECTURAL - ENLARGED ELEVATOR PLANS AND SECTIONS
	A-402-V - ARCHITECTURAL - ENLARGED STAIR PLANS AND SECTIONS
	A-403-V - ARCHITECTURAL - ENLARGED STAIR PLANS AND SECTIONS
	A-431-V - ARCHITECTURAL - INTERIOR ELEVATIONS
	A-432-V - ARCHITECTURAL - INTERIOR ELEVATIONS
	A-438-V - ARCHITECTURAL - INTERIOR ELEVATIONS
	A-602-V - ARCHITECTURAL - DOOR SCHEDULE
	AC-101-B-V - ARCHITECTURAL - REFLECTED CEILING PLAN - FIRST FLOOR AREA B
	AC-101-C-V - ARCHITECTURAL - REFLECTED CEILING PLAN - FIRST FLOOR AREA C
	AC-101-D-V - ARCHITECTURAL - REFLECTED CEILING PLAN - FIRST FLOOR AREA D
	AC-102-B-V - ARCHITECTURAL - REFLECTED CEILING PLAN - SECOND FLOOR AREA B
	AG-101-B-V - WAYFINDING - ROOM_REG LOCATION PLAN - FIRST FLOOR AREA B
	AG-101-C-V - WAYFINDING - ROOM_REG LOCATION PLAN - FIRST FLOOR AREA C
	AG-101-D-V - WAYFINDING - ROOM_REG LOCATION PLAN - FIRST FLOOR AREA D
	AG-102-B-V - WAYFINDING - ROOM_REG LOCATION PLAN - SECOND FLOOR AREA B
	AG-111-B-V - WAYFINDING - LIFE SAFETY LOCATION PLAN - FIRST FLOOR AREA B
	AG-111-C-V - WAYFINDING - LIFE SAFETY LOCATION PLAN - FIRST FLOOR AREA C
	AG-111-D-V - WAYFINDING - LIFE SAFETY LOCATION PLAN - FIRST FLOOR AREA D
	AG-112-B-V - WAYFINDING - LIFE SAFETY LOCATION PLAN - SECOND FLOOR AREA B
	AG-601-V - WAYFINDING - ROOM_REG MESSAGE SCHEDULE - FIRST FLOOR
	AG-602-V - WAYFINDING - ROOM_REG MESSAGE SCHEDULE - FIRST FLOOR (CONTINUED)
	AG-603-V - WAYFINDING - ROOM_REG MESSAGE SCHEDULE - FIRST FLOOR (CONTINUED)
	I-602-V - INTERIORS - ROOM FINISH SCHEDULE - FIRST FLOOR CONT.
	IF-101-B2-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA B2
	IF-101-C3-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA C3
	IF-101-C4-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA C4
	IF-101-D1-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA D1
	IF-101-D2-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA D2
	IF-102-B2-V - INTERIORS - FURNITURE PLAN - SECOND FLOOR, AREA B2
	IN-101-B-V - INTERIORS - FLOOR PATTERN PLAN - FIRST FLOOR, AREA B
	IN-101-C-V - INTERIORS - FLOOR PATTERN PLAN - FIRST FLOOR, AREA C
	IN-101-D-V - INTERIORS - FLOOR PATTERN PLAN - FIRST FLOOR, AREA D
	IP-101-B-V - INTERIORS - WALL PROTECTION PLAN - FIRST FLOOR, AREA B
	IP-101-C-V - INTERIORS - WALL PROTECTION PLAN - FIRST FLOOR, AREA C
	IP-101-D-V - INTERIORS - WALL PROTECTION PLAN - FIRST FLOOR, AREA D
	IP-102-B-V - INTERIORS - WALL PROTECTION PLAN - SECOND FLOOR, AREA B
	Q-101-B2-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA B2
	Q-101-C3-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA C3
	Q-101-C4-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA C4
	Q-101-D1-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA D1
	Q-101-D2-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA D2
	Q-102-B2-V - EQUIPMENT - FLOOR PLAN - SECOND FLOOR AREA B2


	1063 A-101-B2-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA B2
	Sheets
	A-10C-V - ARCHITECTURAL - FLOOR PLAN - CRAWLSPACE OVERALL
	A-101-A2-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA A2
	A-101-A4-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA A4
	A-101-B2-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA B2
	A-101-C3-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA C3
	A-101-C4-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA C4
	A-101-D1-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA D1
	A-101-D2-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA D2
	A-101-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR OVERALL
	A-102-B2-V - ARCHITECTURAL - FLOOR PLAN - SECOND FLOOR AREA B2
	A-102-V - ARCHITECTURAL - FLOOR PLAN - SECOND FLOOR OVERALL
	A-103-V - ARCHITECTURAL - FLOOR PLAN - ROOF
	A-201-V - ARCHITECTURAL - EXTERIOR ELEVATIONS
	A-202-V - ARCHITECTURAL - EXTERIOR ELEVATIONS
	A-203-V - ARCHITECTURAL - EXTERIOR ELEVATIONS
	A-204-V - ARCHITECTURAL - EXTERIOR ELEVATIONS
	A-301-V - ARCHITECTURAL - BUILDING SECTIONS
	A-401-V - ARCHITECTURAL - ENLARGED ELEVATOR PLANS AND SECTIONS
	A-402-V - ARCHITECTURAL - ENLARGED STAIR PLANS AND SECTIONS
	A-403-V - ARCHITECTURAL - ENLARGED STAIR PLANS AND SECTIONS
	A-431-V - ARCHITECTURAL - INTERIOR ELEVATIONS
	A-432-V - ARCHITECTURAL - INTERIOR ELEVATIONS
	A-438-V - ARCHITECTURAL - INTERIOR ELEVATIONS
	A-602-V - ARCHITECTURAL - DOOR SCHEDULE
	AC-101-B-V - ARCHITECTURAL - REFLECTED CEILING PLAN - FIRST FLOOR AREA B
	AC-101-C-V - ARCHITECTURAL - REFLECTED CEILING PLAN - FIRST FLOOR AREA C
	AC-101-D-V - ARCHITECTURAL - REFLECTED CEILING PLAN - FIRST FLOOR AREA D
	AC-102-B-V - ARCHITECTURAL - REFLECTED CEILING PLAN - SECOND FLOOR AREA B
	AG-101-B-V - WAYFINDING - ROOM_REG LOCATION PLAN - FIRST FLOOR AREA B
	AG-101-C-V - WAYFINDING - ROOM_REG LOCATION PLAN - FIRST FLOOR AREA C
	AG-101-D-V - WAYFINDING - ROOM_REG LOCATION PLAN - FIRST FLOOR AREA D
	AG-102-B-V - WAYFINDING - ROOM_REG LOCATION PLAN - SECOND FLOOR AREA B
	AG-111-B-V - WAYFINDING - LIFE SAFETY LOCATION PLAN - FIRST FLOOR AREA B
	AG-111-C-V - WAYFINDING - LIFE SAFETY LOCATION PLAN - FIRST FLOOR AREA C
	AG-111-D-V - WAYFINDING - LIFE SAFETY LOCATION PLAN - FIRST FLOOR AREA D
	AG-112-B-V - WAYFINDING - LIFE SAFETY LOCATION PLAN - SECOND FLOOR AREA B
	AG-601-V - WAYFINDING - ROOM_REG MESSAGE SCHEDULE - FIRST FLOOR
	AG-602-V - WAYFINDING - ROOM_REG MESSAGE SCHEDULE - FIRST FLOOR (CONTINUED)
	AG-603-V - WAYFINDING - ROOM_REG MESSAGE SCHEDULE - FIRST FLOOR (CONTINUED)
	I-602-V - INTERIORS - ROOM FINISH SCHEDULE - FIRST FLOOR CONT.
	IF-101-B2-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA B2
	IF-101-C3-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA C3
	IF-101-C4-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA C4
	IF-101-D1-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA D1
	IF-101-D2-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA D2
	IF-102-B2-V - INTERIORS - FURNITURE PLAN - SECOND FLOOR, AREA B2
	IN-101-B-V - INTERIORS - FLOOR PATTERN PLAN - FIRST FLOOR, AREA B
	IN-101-C-V - INTERIORS - FLOOR PATTERN PLAN - FIRST FLOOR, AREA C
	IN-101-D-V - INTERIORS - FLOOR PATTERN PLAN - FIRST FLOOR, AREA D
	IP-101-B-V - INTERIORS - WALL PROTECTION PLAN - FIRST FLOOR, AREA B
	IP-101-C-V - INTERIORS - WALL PROTECTION PLAN - FIRST FLOOR, AREA C
	IP-101-D-V - INTERIORS - WALL PROTECTION PLAN - FIRST FLOOR, AREA D
	IP-102-B-V - INTERIORS - WALL PROTECTION PLAN - SECOND FLOOR, AREA B
	Q-101-B2-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA B2
	Q-101-C3-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA C3
	Q-101-C4-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA C4
	Q-101-D1-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA D1
	Q-101-D2-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA D2
	Q-102-B2-V - EQUIPMENT - FLOOR PLAN - SECOND FLOOR AREA B2


	1068 A-101-C3-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA C3
	Sheets
	A-10C-V - ARCHITECTURAL - FLOOR PLAN - CRAWLSPACE OVERALL
	A-101-A2-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA A2
	A-101-A4-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA A4
	A-101-B2-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA B2
	A-101-C3-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA C3
	A-101-C4-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA C4
	A-101-D1-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA D1
	A-101-D2-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA D2
	A-101-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR OVERALL
	A-102-B2-V - ARCHITECTURAL - FLOOR PLAN - SECOND FLOOR AREA B2
	A-102-V - ARCHITECTURAL - FLOOR PLAN - SECOND FLOOR OVERALL
	A-103-V - ARCHITECTURAL - FLOOR PLAN - ROOF
	A-201-V - ARCHITECTURAL - EXTERIOR ELEVATIONS
	A-202-V - ARCHITECTURAL - EXTERIOR ELEVATIONS
	A-203-V - ARCHITECTURAL - EXTERIOR ELEVATIONS
	A-204-V - ARCHITECTURAL - EXTERIOR ELEVATIONS
	A-301-V - ARCHITECTURAL - BUILDING SECTIONS
	A-401-V - ARCHITECTURAL - ENLARGED ELEVATOR PLANS AND SECTIONS
	A-402-V - ARCHITECTURAL - ENLARGED STAIR PLANS AND SECTIONS
	A-403-V - ARCHITECTURAL - ENLARGED STAIR PLANS AND SECTIONS
	A-431-V - ARCHITECTURAL - INTERIOR ELEVATIONS
	A-432-V - ARCHITECTURAL - INTERIOR ELEVATIONS
	A-438-V - ARCHITECTURAL - INTERIOR ELEVATIONS
	A-602-V - ARCHITECTURAL - DOOR SCHEDULE
	AC-101-B-V - ARCHITECTURAL - REFLECTED CEILING PLAN - FIRST FLOOR AREA B
	AC-101-C-V - ARCHITECTURAL - REFLECTED CEILING PLAN - FIRST FLOOR AREA C
	AC-101-D-V - ARCHITECTURAL - REFLECTED CEILING PLAN - FIRST FLOOR AREA D
	AC-102-B-V - ARCHITECTURAL - REFLECTED CEILING PLAN - SECOND FLOOR AREA B
	AG-101-B-V - WAYFINDING - ROOM_REG LOCATION PLAN - FIRST FLOOR AREA B
	AG-101-C-V - WAYFINDING - ROOM_REG LOCATION PLAN - FIRST FLOOR AREA C
	AG-101-D-V - WAYFINDING - ROOM_REG LOCATION PLAN - FIRST FLOOR AREA D
	AG-102-B-V - WAYFINDING - ROOM_REG LOCATION PLAN - SECOND FLOOR AREA B
	AG-111-B-V - WAYFINDING - LIFE SAFETY LOCATION PLAN - FIRST FLOOR AREA B
	AG-111-C-V - WAYFINDING - LIFE SAFETY LOCATION PLAN - FIRST FLOOR AREA C
	AG-111-D-V - WAYFINDING - LIFE SAFETY LOCATION PLAN - FIRST FLOOR AREA D
	AG-112-B-V - WAYFINDING - LIFE SAFETY LOCATION PLAN - SECOND FLOOR AREA B
	AG-601-V - WAYFINDING - ROOM_REG MESSAGE SCHEDULE - FIRST FLOOR
	AG-602-V - WAYFINDING - ROOM_REG MESSAGE SCHEDULE - FIRST FLOOR (CONTINUED)
	AG-603-V - WAYFINDING - ROOM_REG MESSAGE SCHEDULE - FIRST FLOOR (CONTINUED)
	I-602-V - INTERIORS - ROOM FINISH SCHEDULE - FIRST FLOOR CONT.
	IF-101-B2-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA B2
	IF-101-C3-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA C3
	IF-101-C4-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA C4
	IF-101-D1-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA D1
	IF-101-D2-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA D2
	IF-102-B2-V - INTERIORS - FURNITURE PLAN - SECOND FLOOR, AREA B2
	IN-101-B-V - INTERIORS - FLOOR PATTERN PLAN - FIRST FLOOR, AREA B
	IN-101-C-V - INTERIORS - FLOOR PATTERN PLAN - FIRST FLOOR, AREA C
	IN-101-D-V - INTERIORS - FLOOR PATTERN PLAN - FIRST FLOOR, AREA D
	IP-101-B-V - INTERIORS - WALL PROTECTION PLAN - FIRST FLOOR, AREA B
	IP-101-C-V - INTERIORS - WALL PROTECTION PLAN - FIRST FLOOR, AREA C
	IP-101-D-V - INTERIORS - WALL PROTECTION PLAN - FIRST FLOOR, AREA D
	IP-102-B-V - INTERIORS - WALL PROTECTION PLAN - SECOND FLOOR, AREA B
	Q-101-B2-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA B2
	Q-101-C3-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA C3
	Q-101-C4-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA C4
	Q-101-D1-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA D1
	Q-101-D2-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA D2
	Q-102-B2-V - EQUIPMENT - FLOOR PLAN - SECOND FLOOR AREA B2


	1069 A-101-C4-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA C4
	Sheets
	A-10C-V - ARCHITECTURAL - FLOOR PLAN - CRAWLSPACE OVERALL
	A-101-A2-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA A2
	A-101-A4-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA A4
	A-101-B2-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA B2
	A-101-C3-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA C3
	A-101-C4-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA C4
	A-101-D1-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA D1
	A-101-D2-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA D2
	A-101-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR OVERALL
	A-102-B2-V - ARCHITECTURAL - FLOOR PLAN - SECOND FLOOR AREA B2
	A-102-V - ARCHITECTURAL - FLOOR PLAN - SECOND FLOOR OVERALL
	A-103-V - ARCHITECTURAL - FLOOR PLAN - ROOF
	A-201-V - ARCHITECTURAL - EXTERIOR ELEVATIONS
	A-202-V - ARCHITECTURAL - EXTERIOR ELEVATIONS
	A-203-V - ARCHITECTURAL - EXTERIOR ELEVATIONS
	A-204-V - ARCHITECTURAL - EXTERIOR ELEVATIONS
	A-301-V - ARCHITECTURAL - BUILDING SECTIONS
	A-401-V - ARCHITECTURAL - ENLARGED ELEVATOR PLANS AND SECTIONS
	A-402-V - ARCHITECTURAL - ENLARGED STAIR PLANS AND SECTIONS
	A-403-V - ARCHITECTURAL - ENLARGED STAIR PLANS AND SECTIONS
	A-431-V - ARCHITECTURAL - INTERIOR ELEVATIONS
	A-432-V - ARCHITECTURAL - INTERIOR ELEVATIONS
	A-438-V - ARCHITECTURAL - INTERIOR ELEVATIONS
	A-602-V - ARCHITECTURAL - DOOR SCHEDULE
	AC-101-B-V - ARCHITECTURAL - REFLECTED CEILING PLAN - FIRST FLOOR AREA B
	AC-101-C-V - ARCHITECTURAL - REFLECTED CEILING PLAN - FIRST FLOOR AREA C
	AC-101-D-V - ARCHITECTURAL - REFLECTED CEILING PLAN - FIRST FLOOR AREA D
	AC-102-B-V - ARCHITECTURAL - REFLECTED CEILING PLAN - SECOND FLOOR AREA B
	AG-101-B-V - WAYFINDING - ROOM_REG LOCATION PLAN - FIRST FLOOR AREA B
	AG-101-C-V - WAYFINDING - ROOM_REG LOCATION PLAN - FIRST FLOOR AREA C
	AG-101-D-V - WAYFINDING - ROOM_REG LOCATION PLAN - FIRST FLOOR AREA D
	AG-102-B-V - WAYFINDING - ROOM_REG LOCATION PLAN - SECOND FLOOR AREA B
	AG-111-B-V - WAYFINDING - LIFE SAFETY LOCATION PLAN - FIRST FLOOR AREA B
	AG-111-C-V - WAYFINDING - LIFE SAFETY LOCATION PLAN - FIRST FLOOR AREA C
	AG-111-D-V - WAYFINDING - LIFE SAFETY LOCATION PLAN - FIRST FLOOR AREA D
	AG-112-B-V - WAYFINDING - LIFE SAFETY LOCATION PLAN - SECOND FLOOR AREA B
	AG-601-V - WAYFINDING - ROOM_REG MESSAGE SCHEDULE - FIRST FLOOR
	AG-602-V - WAYFINDING - ROOM_REG MESSAGE SCHEDULE - FIRST FLOOR (CONTINUED)
	AG-603-V - WAYFINDING - ROOM_REG MESSAGE SCHEDULE - FIRST FLOOR (CONTINUED)
	I-602-V - INTERIORS - ROOM FINISH SCHEDULE - FIRST FLOOR CONT.
	IF-101-B2-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA B2
	IF-101-C3-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA C3
	IF-101-C4-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA C4
	IF-101-D1-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA D1
	IF-101-D2-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA D2
	IF-102-B2-V - INTERIORS - FURNITURE PLAN - SECOND FLOOR, AREA B2
	IN-101-B-V - INTERIORS - FLOOR PATTERN PLAN - FIRST FLOOR, AREA B
	IN-101-C-V - INTERIORS - FLOOR PATTERN PLAN - FIRST FLOOR, AREA C
	IN-101-D-V - INTERIORS - FLOOR PATTERN PLAN - FIRST FLOOR, AREA D
	IP-101-B-V - INTERIORS - WALL PROTECTION PLAN - FIRST FLOOR, AREA B
	IP-101-C-V - INTERIORS - WALL PROTECTION PLAN - FIRST FLOOR, AREA C
	IP-101-D-V - INTERIORS - WALL PROTECTION PLAN - FIRST FLOOR, AREA D
	IP-102-B-V - INTERIORS - WALL PROTECTION PLAN - SECOND FLOOR, AREA B
	Q-101-B2-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA B2
	Q-101-C3-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA C3
	Q-101-C4-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA C4
	Q-101-D1-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA D1
	Q-101-D2-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA D2
	Q-102-B2-V - EQUIPMENT - FLOOR PLAN - SECOND FLOOR AREA B2


	1070 A-101-D1-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA D1
	Sheets
	A-10C-V - ARCHITECTURAL - FLOOR PLAN - CRAWLSPACE OVERALL
	A-101-A2-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA A2
	A-101-A4-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA A4
	A-101-B2-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA B2
	A-101-C3-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA C3
	A-101-C4-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA C4
	A-101-D1-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA D1
	A-101-D2-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA D2
	A-101-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR OVERALL
	A-102-B2-V - ARCHITECTURAL - FLOOR PLAN - SECOND FLOOR AREA B2
	A-102-V - ARCHITECTURAL - FLOOR PLAN - SECOND FLOOR OVERALL
	A-103-V - ARCHITECTURAL - FLOOR PLAN - ROOF
	A-201-V - ARCHITECTURAL - EXTERIOR ELEVATIONS
	A-202-V - ARCHITECTURAL - EXTERIOR ELEVATIONS
	A-203-V - ARCHITECTURAL - EXTERIOR ELEVATIONS
	A-204-V - ARCHITECTURAL - EXTERIOR ELEVATIONS
	A-301-V - ARCHITECTURAL - BUILDING SECTIONS
	A-401-V - ARCHITECTURAL - ENLARGED ELEVATOR PLANS AND SECTIONS
	A-402-V - ARCHITECTURAL - ENLARGED STAIR PLANS AND SECTIONS
	A-403-V - ARCHITECTURAL - ENLARGED STAIR PLANS AND SECTIONS
	A-431-V - ARCHITECTURAL - INTERIOR ELEVATIONS
	A-432-V - ARCHITECTURAL - INTERIOR ELEVATIONS
	A-438-V - ARCHITECTURAL - INTERIOR ELEVATIONS
	A-602-V - ARCHITECTURAL - DOOR SCHEDULE
	AC-101-B-V - ARCHITECTURAL - REFLECTED CEILING PLAN - FIRST FLOOR AREA B
	AC-101-C-V - ARCHITECTURAL - REFLECTED CEILING PLAN - FIRST FLOOR AREA C
	AC-101-D-V - ARCHITECTURAL - REFLECTED CEILING PLAN - FIRST FLOOR AREA D
	AC-102-B-V - ARCHITECTURAL - REFLECTED CEILING PLAN - SECOND FLOOR AREA B
	AG-101-B-V - WAYFINDING - ROOM_REG LOCATION PLAN - FIRST FLOOR AREA B
	AG-101-C-V - WAYFINDING - ROOM_REG LOCATION PLAN - FIRST FLOOR AREA C
	AG-101-D-V - WAYFINDING - ROOM_REG LOCATION PLAN - FIRST FLOOR AREA D
	AG-102-B-V - WAYFINDING - ROOM_REG LOCATION PLAN - SECOND FLOOR AREA B
	AG-111-B-V - WAYFINDING - LIFE SAFETY LOCATION PLAN - FIRST FLOOR AREA B
	AG-111-C-V - WAYFINDING - LIFE SAFETY LOCATION PLAN - FIRST FLOOR AREA C
	AG-111-D-V - WAYFINDING - LIFE SAFETY LOCATION PLAN - FIRST FLOOR AREA D
	AG-112-B-V - WAYFINDING - LIFE SAFETY LOCATION PLAN - SECOND FLOOR AREA B
	AG-601-V - WAYFINDING - ROOM_REG MESSAGE SCHEDULE - FIRST FLOOR
	AG-602-V - WAYFINDING - ROOM_REG MESSAGE SCHEDULE - FIRST FLOOR (CONTINUED)
	AG-603-V - WAYFINDING - ROOM_REG MESSAGE SCHEDULE - FIRST FLOOR (CONTINUED)
	I-602-V - INTERIORS - ROOM FINISH SCHEDULE - FIRST FLOOR CONT.
	IF-101-B2-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA B2
	IF-101-C3-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA C3
	IF-101-C4-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA C4
	IF-101-D1-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA D1
	IF-101-D2-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA D2
	IF-102-B2-V - INTERIORS - FURNITURE PLAN - SECOND FLOOR, AREA B2
	IN-101-B-V - INTERIORS - FLOOR PATTERN PLAN - FIRST FLOOR, AREA B
	IN-101-C-V - INTERIORS - FLOOR PATTERN PLAN - FIRST FLOOR, AREA C
	IN-101-D-V - INTERIORS - FLOOR PATTERN PLAN - FIRST FLOOR, AREA D
	IP-101-B-V - INTERIORS - WALL PROTECTION PLAN - FIRST FLOOR, AREA B
	IP-101-C-V - INTERIORS - WALL PROTECTION PLAN - FIRST FLOOR, AREA C
	IP-101-D-V - INTERIORS - WALL PROTECTION PLAN - FIRST FLOOR, AREA D
	IP-102-B-V - INTERIORS - WALL PROTECTION PLAN - SECOND FLOOR, AREA B
	Q-101-B2-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA B2
	Q-101-C3-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA C3
	Q-101-C4-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA C4
	Q-101-D1-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA D1
	Q-101-D2-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA D2
	Q-102-B2-V - EQUIPMENT - FLOOR PLAN - SECOND FLOOR AREA B2


	1071 A-101-D2-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA D2
	Sheets
	A-10C-V - ARCHITECTURAL - FLOOR PLAN - CRAWLSPACE OVERALL
	A-101-A2-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA A2
	A-101-A4-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA A4
	A-101-B2-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA B2
	A-101-C3-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA C3
	A-101-C4-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA C4
	A-101-D1-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA D1
	A-101-D2-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA D2
	A-101-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR OVERALL
	A-102-B2-V - ARCHITECTURAL - FLOOR PLAN - SECOND FLOOR AREA B2
	A-102-V - ARCHITECTURAL - FLOOR PLAN - SECOND FLOOR OVERALL
	A-103-V - ARCHITECTURAL - FLOOR PLAN - ROOF
	A-201-V - ARCHITECTURAL - EXTERIOR ELEVATIONS
	A-202-V - ARCHITECTURAL - EXTERIOR ELEVATIONS
	A-203-V - ARCHITECTURAL - EXTERIOR ELEVATIONS
	A-204-V - ARCHITECTURAL - EXTERIOR ELEVATIONS
	A-301-V - ARCHITECTURAL - BUILDING SECTIONS
	A-401-V - ARCHITECTURAL - ENLARGED ELEVATOR PLANS AND SECTIONS
	A-402-V - ARCHITECTURAL - ENLARGED STAIR PLANS AND SECTIONS
	A-403-V - ARCHITECTURAL - ENLARGED STAIR PLANS AND SECTIONS
	A-431-V - ARCHITECTURAL - INTERIOR ELEVATIONS
	A-432-V - ARCHITECTURAL - INTERIOR ELEVATIONS
	A-438-V - ARCHITECTURAL - INTERIOR ELEVATIONS
	A-602-V - ARCHITECTURAL - DOOR SCHEDULE
	AC-101-B-V - ARCHITECTURAL - REFLECTED CEILING PLAN - FIRST FLOOR AREA B
	AC-101-C-V - ARCHITECTURAL - REFLECTED CEILING PLAN - FIRST FLOOR AREA C
	AC-101-D-V - ARCHITECTURAL - REFLECTED CEILING PLAN - FIRST FLOOR AREA D
	AC-102-B-V - ARCHITECTURAL - REFLECTED CEILING PLAN - SECOND FLOOR AREA B
	AG-101-B-V - WAYFINDING - ROOM_REG LOCATION PLAN - FIRST FLOOR AREA B
	AG-101-C-V - WAYFINDING - ROOM_REG LOCATION PLAN - FIRST FLOOR AREA C
	AG-101-D-V - WAYFINDING - ROOM_REG LOCATION PLAN - FIRST FLOOR AREA D
	AG-102-B-V - WAYFINDING - ROOM_REG LOCATION PLAN - SECOND FLOOR AREA B
	AG-111-B-V - WAYFINDING - LIFE SAFETY LOCATION PLAN - FIRST FLOOR AREA B
	AG-111-C-V - WAYFINDING - LIFE SAFETY LOCATION PLAN - FIRST FLOOR AREA C
	AG-111-D-V - WAYFINDING - LIFE SAFETY LOCATION PLAN - FIRST FLOOR AREA D
	AG-112-B-V - WAYFINDING - LIFE SAFETY LOCATION PLAN - SECOND FLOOR AREA B
	AG-601-V - WAYFINDING - ROOM_REG MESSAGE SCHEDULE - FIRST FLOOR
	AG-602-V - WAYFINDING - ROOM_REG MESSAGE SCHEDULE - FIRST FLOOR (CONTINUED)
	AG-603-V - WAYFINDING - ROOM_REG MESSAGE SCHEDULE - FIRST FLOOR (CONTINUED)
	I-602-V - INTERIORS - ROOM FINISH SCHEDULE - FIRST FLOOR CONT.
	IF-101-B2-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA B2
	IF-101-C3-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA C3
	IF-101-C4-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA C4
	IF-101-D1-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA D1
	IF-101-D2-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA D2
	IF-102-B2-V - INTERIORS - FURNITURE PLAN - SECOND FLOOR, AREA B2
	IN-101-B-V - INTERIORS - FLOOR PATTERN PLAN - FIRST FLOOR, AREA B
	IN-101-C-V - INTERIORS - FLOOR PATTERN PLAN - FIRST FLOOR, AREA C
	IN-101-D-V - INTERIORS - FLOOR PATTERN PLAN - FIRST FLOOR, AREA D
	IP-101-B-V - INTERIORS - WALL PROTECTION PLAN - FIRST FLOOR, AREA B
	IP-101-C-V - INTERIORS - WALL PROTECTION PLAN - FIRST FLOOR, AREA C
	IP-101-D-V - INTERIORS - WALL PROTECTION PLAN - FIRST FLOOR, AREA D
	IP-102-B-V - INTERIORS - WALL PROTECTION PLAN - SECOND FLOOR, AREA B
	Q-101-B2-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA B2
	Q-101-C3-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA C3
	Q-101-C4-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA C4
	Q-101-D1-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA D1
	Q-101-D2-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA D2
	Q-102-B2-V - EQUIPMENT - FLOOR PLAN - SECOND FLOOR AREA B2


	1072 A-102-V - ARCHITECTURAL - FLOOR PLAN - SECOND FLOOR OVERALL
	Sheets
	A-10C-V - ARCHITECTURAL - FLOOR PLAN - CRAWLSPACE OVERALL
	A-101-A2-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA A2
	A-101-A4-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA A4
	A-101-B2-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA B2
	A-101-C3-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA C3
	A-101-C4-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA C4
	A-101-D1-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA D1
	A-101-D2-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA D2
	A-101-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR OVERALL
	A-102-B2-V - ARCHITECTURAL - FLOOR PLAN - SECOND FLOOR AREA B2
	A-102-V - ARCHITECTURAL - FLOOR PLAN - SECOND FLOOR OVERALL
	A-103-V - ARCHITECTURAL - FLOOR PLAN - ROOF
	A-201-V - ARCHITECTURAL - EXTERIOR ELEVATIONS
	A-202-V - ARCHITECTURAL - EXTERIOR ELEVATIONS
	A-203-V - ARCHITECTURAL - EXTERIOR ELEVATIONS
	A-204-V - ARCHITECTURAL - EXTERIOR ELEVATIONS
	A-301-V - ARCHITECTURAL - BUILDING SECTIONS
	A-401-V - ARCHITECTURAL - ENLARGED ELEVATOR PLANS AND SECTIONS
	A-402-V - ARCHITECTURAL - ENLARGED STAIR PLANS AND SECTIONS
	A-403-V - ARCHITECTURAL - ENLARGED STAIR PLANS AND SECTIONS
	A-431-V - ARCHITECTURAL - INTERIOR ELEVATIONS
	A-432-V - ARCHITECTURAL - INTERIOR ELEVATIONS
	A-438-V - ARCHITECTURAL - INTERIOR ELEVATIONS
	A-602-V - ARCHITECTURAL - DOOR SCHEDULE
	AC-101-B-V - ARCHITECTURAL - REFLECTED CEILING PLAN - FIRST FLOOR AREA B
	AC-101-C-V - ARCHITECTURAL - REFLECTED CEILING PLAN - FIRST FLOOR AREA C
	AC-101-D-V - ARCHITECTURAL - REFLECTED CEILING PLAN - FIRST FLOOR AREA D
	AC-102-B-V - ARCHITECTURAL - REFLECTED CEILING PLAN - SECOND FLOOR AREA B
	AG-101-B-V - WAYFINDING - ROOM_REG LOCATION PLAN - FIRST FLOOR AREA B
	AG-101-C-V - WAYFINDING - ROOM_REG LOCATION PLAN - FIRST FLOOR AREA C
	AG-101-D-V - WAYFINDING - ROOM_REG LOCATION PLAN - FIRST FLOOR AREA D
	AG-102-B-V - WAYFINDING - ROOM_REG LOCATION PLAN - SECOND FLOOR AREA B
	AG-111-B-V - WAYFINDING - LIFE SAFETY LOCATION PLAN - FIRST FLOOR AREA B
	AG-111-C-V - WAYFINDING - LIFE SAFETY LOCATION PLAN - FIRST FLOOR AREA C
	AG-111-D-V - WAYFINDING - LIFE SAFETY LOCATION PLAN - FIRST FLOOR AREA D
	AG-112-B-V - WAYFINDING - LIFE SAFETY LOCATION PLAN - SECOND FLOOR AREA B
	AG-601-V - WAYFINDING - ROOM_REG MESSAGE SCHEDULE - FIRST FLOOR
	AG-602-V - WAYFINDING - ROOM_REG MESSAGE SCHEDULE - FIRST FLOOR (CONTINUED)
	AG-603-V - WAYFINDING - ROOM_REG MESSAGE SCHEDULE - FIRST FLOOR (CONTINUED)
	I-602-V - INTERIORS - ROOM FINISH SCHEDULE - FIRST FLOOR CONT.
	IF-101-B2-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA B2
	IF-101-C3-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA C3
	IF-101-C4-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA C4
	IF-101-D1-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA D1
	IF-101-D2-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA D2
	IF-102-B2-V - INTERIORS - FURNITURE PLAN - SECOND FLOOR, AREA B2
	IN-101-B-V - INTERIORS - FLOOR PATTERN PLAN - FIRST FLOOR, AREA B
	IN-101-C-V - INTERIORS - FLOOR PATTERN PLAN - FIRST FLOOR, AREA C
	IN-101-D-V - INTERIORS - FLOOR PATTERN PLAN - FIRST FLOOR, AREA D
	IP-101-B-V - INTERIORS - WALL PROTECTION PLAN - FIRST FLOOR, AREA B
	IP-101-C-V - INTERIORS - WALL PROTECTION PLAN - FIRST FLOOR, AREA C
	IP-101-D-V - INTERIORS - WALL PROTECTION PLAN - FIRST FLOOR, AREA D
	IP-102-B-V - INTERIORS - WALL PROTECTION PLAN - SECOND FLOOR, AREA B
	Q-101-B2-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA B2
	Q-101-C3-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA C3
	Q-101-C4-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA C4
	Q-101-D1-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA D1
	Q-101-D2-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA D2
	Q-102-B2-V - EQUIPMENT - FLOOR PLAN - SECOND FLOOR AREA B2


	1078 A-102-B2-V - ARCHITECTURAL - FLOOR PLAN - SECOND FLOOR AREA B2
	Sheets
	A-10C-V - ARCHITECTURAL - FLOOR PLAN - CRAWLSPACE OVERALL
	A-101-A2-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA A2
	A-101-A4-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA A4
	A-101-B2-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA B2
	A-101-C3-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA C3
	A-101-C4-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA C4
	A-101-D1-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA D1
	A-101-D2-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA D2
	A-101-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR OVERALL
	A-102-B2-V - ARCHITECTURAL - FLOOR PLAN - SECOND FLOOR AREA B2
	A-102-V - ARCHITECTURAL - FLOOR PLAN - SECOND FLOOR OVERALL
	A-103-V - ARCHITECTURAL - FLOOR PLAN - ROOF
	A-201-V - ARCHITECTURAL - EXTERIOR ELEVATIONS
	A-202-V - ARCHITECTURAL - EXTERIOR ELEVATIONS
	A-203-V - ARCHITECTURAL - EXTERIOR ELEVATIONS
	A-204-V - ARCHITECTURAL - EXTERIOR ELEVATIONS
	A-301-V - ARCHITECTURAL - BUILDING SECTIONS
	A-401-V - ARCHITECTURAL - ENLARGED ELEVATOR PLANS AND SECTIONS
	A-402-V - ARCHITECTURAL - ENLARGED STAIR PLANS AND SECTIONS
	A-403-V - ARCHITECTURAL - ENLARGED STAIR PLANS AND SECTIONS
	A-431-V - ARCHITECTURAL - INTERIOR ELEVATIONS
	A-432-V - ARCHITECTURAL - INTERIOR ELEVATIONS
	A-438-V - ARCHITECTURAL - INTERIOR ELEVATIONS
	A-602-V - ARCHITECTURAL - DOOR SCHEDULE
	AC-101-B-V - ARCHITECTURAL - REFLECTED CEILING PLAN - FIRST FLOOR AREA B
	AC-101-C-V - ARCHITECTURAL - REFLECTED CEILING PLAN - FIRST FLOOR AREA C
	AC-101-D-V - ARCHITECTURAL - REFLECTED CEILING PLAN - FIRST FLOOR AREA D
	AC-102-B-V - ARCHITECTURAL - REFLECTED CEILING PLAN - SECOND FLOOR AREA B
	AG-101-B-V - WAYFINDING - ROOM_REG LOCATION PLAN - FIRST FLOOR AREA B
	AG-101-C-V - WAYFINDING - ROOM_REG LOCATION PLAN - FIRST FLOOR AREA C
	AG-101-D-V - WAYFINDING - ROOM_REG LOCATION PLAN - FIRST FLOOR AREA D
	AG-102-B-V - WAYFINDING - ROOM_REG LOCATION PLAN - SECOND FLOOR AREA B
	AG-111-B-V - WAYFINDING - LIFE SAFETY LOCATION PLAN - FIRST FLOOR AREA B
	AG-111-C-V - WAYFINDING - LIFE SAFETY LOCATION PLAN - FIRST FLOOR AREA C
	AG-111-D-V - WAYFINDING - LIFE SAFETY LOCATION PLAN - FIRST FLOOR AREA D
	AG-112-B-V - WAYFINDING - LIFE SAFETY LOCATION PLAN - SECOND FLOOR AREA B
	AG-601-V - WAYFINDING - ROOM_REG MESSAGE SCHEDULE - FIRST FLOOR
	AG-602-V - WAYFINDING - ROOM_REG MESSAGE SCHEDULE - FIRST FLOOR (CONTINUED)
	AG-603-V - WAYFINDING - ROOM_REG MESSAGE SCHEDULE - FIRST FLOOR (CONTINUED)
	I-602-V - INTERIORS - ROOM FINISH SCHEDULE - FIRST FLOOR CONT.
	IF-101-B2-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA B2
	IF-101-C3-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA C3
	IF-101-C4-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA C4
	IF-101-D1-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA D1
	IF-101-D2-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA D2
	IF-102-B2-V - INTERIORS - FURNITURE PLAN - SECOND FLOOR, AREA B2
	IN-101-B-V - INTERIORS - FLOOR PATTERN PLAN - FIRST FLOOR, AREA B
	IN-101-C-V - INTERIORS - FLOOR PATTERN PLAN - FIRST FLOOR, AREA C
	IN-101-D-V - INTERIORS - FLOOR PATTERN PLAN - FIRST FLOOR, AREA D
	IP-101-B-V - INTERIORS - WALL PROTECTION PLAN - FIRST FLOOR, AREA B
	IP-101-C-V - INTERIORS - WALL PROTECTION PLAN - FIRST FLOOR, AREA C
	IP-101-D-V - INTERIORS - WALL PROTECTION PLAN - FIRST FLOOR, AREA D
	IP-102-B-V - INTERIORS - WALL PROTECTION PLAN - SECOND FLOOR, AREA B
	Q-101-B2-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA B2
	Q-101-C3-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA C3
	Q-101-C4-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA C4
	Q-101-D1-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA D1
	Q-101-D2-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA D2
	Q-102-B2-V - EQUIPMENT - FLOOR PLAN - SECOND FLOOR AREA B2


	1085 A-103-V - ARCHITECTURAL - FLOOR PLAN - ROOF
	Sheets
	A-10C-V - ARCHITECTURAL - FLOOR PLAN - CRAWLSPACE OVERALL
	A-101-A2-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA A2
	A-101-A4-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA A4
	A-101-B2-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA B2
	A-101-C3-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA C3
	A-101-C4-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA C4
	A-101-D1-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA D1
	A-101-D2-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA D2
	A-101-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR OVERALL
	A-102-B2-V - ARCHITECTURAL - FLOOR PLAN - SECOND FLOOR AREA B2
	A-102-V - ARCHITECTURAL - FLOOR PLAN - SECOND FLOOR OVERALL
	A-103-V - ARCHITECTURAL - FLOOR PLAN - ROOF
	A-201-V - ARCHITECTURAL - EXTERIOR ELEVATIONS
	A-202-V - ARCHITECTURAL - EXTERIOR ELEVATIONS
	A-203-V - ARCHITECTURAL - EXTERIOR ELEVATIONS
	A-204-V - ARCHITECTURAL - EXTERIOR ELEVATIONS
	A-301-V - ARCHITECTURAL - BUILDING SECTIONS
	A-401-V - ARCHITECTURAL - ENLARGED ELEVATOR PLANS AND SECTIONS
	A-402-V - ARCHITECTURAL - ENLARGED STAIR PLANS AND SECTIONS
	A-403-V - ARCHITECTURAL - ENLARGED STAIR PLANS AND SECTIONS
	A-431-V - ARCHITECTURAL - INTERIOR ELEVATIONS
	A-432-V - ARCHITECTURAL - INTERIOR ELEVATIONS
	A-438-V - ARCHITECTURAL - INTERIOR ELEVATIONS
	A-602-V - ARCHITECTURAL - DOOR SCHEDULE
	AC-101-B-V - ARCHITECTURAL - REFLECTED CEILING PLAN - FIRST FLOOR AREA B
	AC-101-C-V - ARCHITECTURAL - REFLECTED CEILING PLAN - FIRST FLOOR AREA C
	AC-101-D-V - ARCHITECTURAL - REFLECTED CEILING PLAN - FIRST FLOOR AREA D
	AC-102-B-V - ARCHITECTURAL - REFLECTED CEILING PLAN - SECOND FLOOR AREA B
	AG-101-B-V - WAYFINDING - ROOM_REG LOCATION PLAN - FIRST FLOOR AREA B
	AG-101-C-V - WAYFINDING - ROOM_REG LOCATION PLAN - FIRST FLOOR AREA C
	AG-101-D-V - WAYFINDING - ROOM_REG LOCATION PLAN - FIRST FLOOR AREA D
	AG-102-B-V - WAYFINDING - ROOM_REG LOCATION PLAN - SECOND FLOOR AREA B
	AG-111-B-V - WAYFINDING - LIFE SAFETY LOCATION PLAN - FIRST FLOOR AREA B
	AG-111-C-V - WAYFINDING - LIFE SAFETY LOCATION PLAN - FIRST FLOOR AREA C
	AG-111-D-V - WAYFINDING - LIFE SAFETY LOCATION PLAN - FIRST FLOOR AREA D
	AG-112-B-V - WAYFINDING - LIFE SAFETY LOCATION PLAN - SECOND FLOOR AREA B
	AG-601-V - WAYFINDING - ROOM_REG MESSAGE SCHEDULE - FIRST FLOOR
	AG-602-V - WAYFINDING - ROOM_REG MESSAGE SCHEDULE - FIRST FLOOR (CONTINUED)
	AG-603-V - WAYFINDING - ROOM_REG MESSAGE SCHEDULE - FIRST FLOOR (CONTINUED)
	I-602-V - INTERIORS - ROOM FINISH SCHEDULE - FIRST FLOOR CONT.
	IF-101-B2-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA B2
	IF-101-C3-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA C3
	IF-101-C4-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA C4
	IF-101-D1-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA D1
	IF-101-D2-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA D2
	IF-102-B2-V - INTERIORS - FURNITURE PLAN - SECOND FLOOR, AREA B2
	IN-101-B-V - INTERIORS - FLOOR PATTERN PLAN - FIRST FLOOR, AREA B
	IN-101-C-V - INTERIORS - FLOOR PATTERN PLAN - FIRST FLOOR, AREA C
	IN-101-D-V - INTERIORS - FLOOR PATTERN PLAN - FIRST FLOOR, AREA D
	IP-101-B-V - INTERIORS - WALL PROTECTION PLAN - FIRST FLOOR, AREA B
	IP-101-C-V - INTERIORS - WALL PROTECTION PLAN - FIRST FLOOR, AREA C
	IP-101-D-V - INTERIORS - WALL PROTECTION PLAN - FIRST FLOOR, AREA D
	IP-102-B-V - INTERIORS - WALL PROTECTION PLAN - SECOND FLOOR, AREA B
	Q-101-B2-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA B2
	Q-101-C3-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA C3
	Q-101-C4-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA C4
	Q-101-D1-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA D1
	Q-101-D2-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA D2
	Q-102-B2-V - EQUIPMENT - FLOOR PLAN - SECOND FLOOR AREA B2


	1087 AC-101-B-V - ARCHITECTURAL - REFLECTED CEILING PLAN - FIRST FLOOR AREA B
	Sheets
	A-10C-V - ARCHITECTURAL - FLOOR PLAN - CRAWLSPACE OVERALL
	A-101-A2-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA A2
	A-101-A4-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA A4
	A-101-B2-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA B2
	A-101-C3-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA C3
	A-101-C4-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA C4
	A-101-D1-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA D1
	A-101-D2-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA D2
	A-101-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR OVERALL
	A-102-B2-V - ARCHITECTURAL - FLOOR PLAN - SECOND FLOOR AREA B2
	A-102-V - ARCHITECTURAL - FLOOR PLAN - SECOND FLOOR OVERALL
	A-103-V - ARCHITECTURAL - FLOOR PLAN - ROOF
	A-201-V - ARCHITECTURAL - EXTERIOR ELEVATIONS
	A-202-V - ARCHITECTURAL - EXTERIOR ELEVATIONS
	A-203-V - ARCHITECTURAL - EXTERIOR ELEVATIONS
	A-204-V - ARCHITECTURAL - EXTERIOR ELEVATIONS
	A-301-V - ARCHITECTURAL - BUILDING SECTIONS
	A-401-V - ARCHITECTURAL - ENLARGED ELEVATOR PLANS AND SECTIONS
	A-402-V - ARCHITECTURAL - ENLARGED STAIR PLANS AND SECTIONS
	A-403-V - ARCHITECTURAL - ENLARGED STAIR PLANS AND SECTIONS
	A-431-V - ARCHITECTURAL - INTERIOR ELEVATIONS
	A-432-V - ARCHITECTURAL - INTERIOR ELEVATIONS
	A-438-V - ARCHITECTURAL - INTERIOR ELEVATIONS
	A-602-V - ARCHITECTURAL - DOOR SCHEDULE
	AC-101-B-V - ARCHITECTURAL - REFLECTED CEILING PLAN - FIRST FLOOR AREA B
	AC-101-C-V - ARCHITECTURAL - REFLECTED CEILING PLAN - FIRST FLOOR AREA C
	AC-101-D-V - ARCHITECTURAL - REFLECTED CEILING PLAN - FIRST FLOOR AREA D
	AC-102-B-V - ARCHITECTURAL - REFLECTED CEILING PLAN - SECOND FLOOR AREA B
	AG-101-B-V - WAYFINDING - ROOM_REG LOCATION PLAN - FIRST FLOOR AREA B
	AG-101-C-V - WAYFINDING - ROOM_REG LOCATION PLAN - FIRST FLOOR AREA C
	AG-101-D-V - WAYFINDING - ROOM_REG LOCATION PLAN - FIRST FLOOR AREA D
	AG-102-B-V - WAYFINDING - ROOM_REG LOCATION PLAN - SECOND FLOOR AREA B
	AG-111-B-V - WAYFINDING - LIFE SAFETY LOCATION PLAN - FIRST FLOOR AREA B
	AG-111-C-V - WAYFINDING - LIFE SAFETY LOCATION PLAN - FIRST FLOOR AREA C
	AG-111-D-V - WAYFINDING - LIFE SAFETY LOCATION PLAN - FIRST FLOOR AREA D
	AG-112-B-V - WAYFINDING - LIFE SAFETY LOCATION PLAN - SECOND FLOOR AREA B
	AG-601-V - WAYFINDING - ROOM_REG MESSAGE SCHEDULE - FIRST FLOOR
	AG-602-V - WAYFINDING - ROOM_REG MESSAGE SCHEDULE - FIRST FLOOR (CONTINUED)
	AG-603-V - WAYFINDING - ROOM_REG MESSAGE SCHEDULE - FIRST FLOOR (CONTINUED)
	I-602-V - INTERIORS - ROOM FINISH SCHEDULE - FIRST FLOOR CONT.
	IF-101-B2-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA B2
	IF-101-C3-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA C3
	IF-101-C4-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA C4
	IF-101-D1-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA D1
	IF-101-D2-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA D2
	IF-102-B2-V - INTERIORS - FURNITURE PLAN - SECOND FLOOR, AREA B2
	IN-101-B-V - INTERIORS - FLOOR PATTERN PLAN - FIRST FLOOR, AREA B
	IN-101-C-V - INTERIORS - FLOOR PATTERN PLAN - FIRST FLOOR, AREA C
	IN-101-D-V - INTERIORS - FLOOR PATTERN PLAN - FIRST FLOOR, AREA D
	IP-101-B-V - INTERIORS - WALL PROTECTION PLAN - FIRST FLOOR, AREA B
	IP-101-C-V - INTERIORS - WALL PROTECTION PLAN - FIRST FLOOR, AREA C
	IP-101-D-V - INTERIORS - WALL PROTECTION PLAN - FIRST FLOOR, AREA D
	IP-102-B-V - INTERIORS - WALL PROTECTION PLAN - SECOND FLOOR, AREA B
	Q-101-B2-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA B2
	Q-101-C3-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA C3
	Q-101-C4-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA C4
	Q-101-D1-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA D1
	Q-101-D2-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA D2
	Q-102-B2-V - EQUIPMENT - FLOOR PLAN - SECOND FLOOR AREA B2


	1088 AC-101-C-V - ARCHITECTURAL - REFLECTED CEILING PLAN - FIRST FLOOR AREA C
	Sheets
	A-10C-V - ARCHITECTURAL - FLOOR PLAN - CRAWLSPACE OVERALL
	A-101-A2-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA A2
	A-101-A4-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA A4
	A-101-B2-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA B2
	A-101-C3-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA C3
	A-101-C4-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA C4
	A-101-D1-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA D1
	A-101-D2-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA D2
	A-101-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR OVERALL
	A-102-B2-V - ARCHITECTURAL - FLOOR PLAN - SECOND FLOOR AREA B2
	A-102-V - ARCHITECTURAL - FLOOR PLAN - SECOND FLOOR OVERALL
	A-103-V - ARCHITECTURAL - FLOOR PLAN - ROOF
	A-201-V - ARCHITECTURAL - EXTERIOR ELEVATIONS
	A-202-V - ARCHITECTURAL - EXTERIOR ELEVATIONS
	A-203-V - ARCHITECTURAL - EXTERIOR ELEVATIONS
	A-204-V - ARCHITECTURAL - EXTERIOR ELEVATIONS
	A-301-V - ARCHITECTURAL - BUILDING SECTIONS
	A-401-V - ARCHITECTURAL - ENLARGED ELEVATOR PLANS AND SECTIONS
	A-402-V - ARCHITECTURAL - ENLARGED STAIR PLANS AND SECTIONS
	A-403-V - ARCHITECTURAL - ENLARGED STAIR PLANS AND SECTIONS
	A-431-V - ARCHITECTURAL - INTERIOR ELEVATIONS
	A-432-V - ARCHITECTURAL - INTERIOR ELEVATIONS
	A-438-V - ARCHITECTURAL - INTERIOR ELEVATIONS
	A-602-V - ARCHITECTURAL - DOOR SCHEDULE
	AC-101-B-V - ARCHITECTURAL - REFLECTED CEILING PLAN - FIRST FLOOR AREA B
	AC-101-C-V - ARCHITECTURAL - REFLECTED CEILING PLAN - FIRST FLOOR AREA C
	AC-101-D-V - ARCHITECTURAL - REFLECTED CEILING PLAN - FIRST FLOOR AREA D
	AC-102-B-V - ARCHITECTURAL - REFLECTED CEILING PLAN - SECOND FLOOR AREA B
	AG-101-B-V - WAYFINDING - ROOM_REG LOCATION PLAN - FIRST FLOOR AREA B
	AG-101-C-V - WAYFINDING - ROOM_REG LOCATION PLAN - FIRST FLOOR AREA C
	AG-101-D-V - WAYFINDING - ROOM_REG LOCATION PLAN - FIRST FLOOR AREA D
	AG-102-B-V - WAYFINDING - ROOM_REG LOCATION PLAN - SECOND FLOOR AREA B
	AG-111-B-V - WAYFINDING - LIFE SAFETY LOCATION PLAN - FIRST FLOOR AREA B
	AG-111-C-V - WAYFINDING - LIFE SAFETY LOCATION PLAN - FIRST FLOOR AREA C
	AG-111-D-V - WAYFINDING - LIFE SAFETY LOCATION PLAN - FIRST FLOOR AREA D
	AG-112-B-V - WAYFINDING - LIFE SAFETY LOCATION PLAN - SECOND FLOOR AREA B
	AG-601-V - WAYFINDING - ROOM_REG MESSAGE SCHEDULE - FIRST FLOOR
	AG-602-V - WAYFINDING - ROOM_REG MESSAGE SCHEDULE - FIRST FLOOR (CONTINUED)
	AG-603-V - WAYFINDING - ROOM_REG MESSAGE SCHEDULE - FIRST FLOOR (CONTINUED)
	I-602-V - INTERIORS - ROOM FINISH SCHEDULE - FIRST FLOOR CONT.
	IF-101-B2-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA B2
	IF-101-C3-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA C3
	IF-101-C4-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA C4
	IF-101-D1-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA D1
	IF-101-D2-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA D2
	IF-102-B2-V - INTERIORS - FURNITURE PLAN - SECOND FLOOR, AREA B2
	IN-101-B-V - INTERIORS - FLOOR PATTERN PLAN - FIRST FLOOR, AREA B
	IN-101-C-V - INTERIORS - FLOOR PATTERN PLAN - FIRST FLOOR, AREA C
	IN-101-D-V - INTERIORS - FLOOR PATTERN PLAN - FIRST FLOOR, AREA D
	IP-101-B-V - INTERIORS - WALL PROTECTION PLAN - FIRST FLOOR, AREA B
	IP-101-C-V - INTERIORS - WALL PROTECTION PLAN - FIRST FLOOR, AREA C
	IP-101-D-V - INTERIORS - WALL PROTECTION PLAN - FIRST FLOOR, AREA D
	IP-102-B-V - INTERIORS - WALL PROTECTION PLAN - SECOND FLOOR, AREA B
	Q-101-B2-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA B2
	Q-101-C3-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA C3
	Q-101-C4-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA C4
	Q-101-D1-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA D1
	Q-101-D2-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA D2
	Q-102-B2-V - EQUIPMENT - FLOOR PLAN - SECOND FLOOR AREA B2


	1089 AC-101-D-V - ARCHITECTURAL - REFLECTED CEILING PLAN - FIRST FLOOR AREA D
	Sheets
	A-10C-V - ARCHITECTURAL - FLOOR PLAN - CRAWLSPACE OVERALL
	A-101-A2-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA A2
	A-101-A4-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA A4
	A-101-B2-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA B2
	A-101-C3-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA C3
	A-101-C4-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA C4
	A-101-D1-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA D1
	A-101-D2-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA D2
	A-101-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR OVERALL
	A-102-B2-V - ARCHITECTURAL - FLOOR PLAN - SECOND FLOOR AREA B2
	A-102-V - ARCHITECTURAL - FLOOR PLAN - SECOND FLOOR OVERALL
	A-103-V - ARCHITECTURAL - FLOOR PLAN - ROOF
	A-201-V - ARCHITECTURAL - EXTERIOR ELEVATIONS
	A-202-V - ARCHITECTURAL - EXTERIOR ELEVATIONS
	A-203-V - ARCHITECTURAL - EXTERIOR ELEVATIONS
	A-204-V - ARCHITECTURAL - EXTERIOR ELEVATIONS
	A-301-V - ARCHITECTURAL - BUILDING SECTIONS
	A-401-V - ARCHITECTURAL - ENLARGED ELEVATOR PLANS AND SECTIONS
	A-402-V - ARCHITECTURAL - ENLARGED STAIR PLANS AND SECTIONS
	A-403-V - ARCHITECTURAL - ENLARGED STAIR PLANS AND SECTIONS
	A-431-V - ARCHITECTURAL - INTERIOR ELEVATIONS
	A-432-V - ARCHITECTURAL - INTERIOR ELEVATIONS
	A-438-V - ARCHITECTURAL - INTERIOR ELEVATIONS
	A-602-V - ARCHITECTURAL - DOOR SCHEDULE
	AC-101-B-V - ARCHITECTURAL - REFLECTED CEILING PLAN - FIRST FLOOR AREA B
	AC-101-C-V - ARCHITECTURAL - REFLECTED CEILING PLAN - FIRST FLOOR AREA C
	AC-101-D-V - ARCHITECTURAL - REFLECTED CEILING PLAN - FIRST FLOOR AREA D
	AC-102-B-V - ARCHITECTURAL - REFLECTED CEILING PLAN - SECOND FLOOR AREA B
	AG-101-B-V - WAYFINDING - ROOM_REG LOCATION PLAN - FIRST FLOOR AREA B
	AG-101-C-V - WAYFINDING - ROOM_REG LOCATION PLAN - FIRST FLOOR AREA C
	AG-101-D-V - WAYFINDING - ROOM_REG LOCATION PLAN - FIRST FLOOR AREA D
	AG-102-B-V - WAYFINDING - ROOM_REG LOCATION PLAN - SECOND FLOOR AREA B
	AG-111-B-V - WAYFINDING - LIFE SAFETY LOCATION PLAN - FIRST FLOOR AREA B
	AG-111-C-V - WAYFINDING - LIFE SAFETY LOCATION PLAN - FIRST FLOOR AREA C
	AG-111-D-V - WAYFINDING - LIFE SAFETY LOCATION PLAN - FIRST FLOOR AREA D
	AG-112-B-V - WAYFINDING - LIFE SAFETY LOCATION PLAN - SECOND FLOOR AREA B
	AG-601-V - WAYFINDING - ROOM_REG MESSAGE SCHEDULE - FIRST FLOOR
	AG-602-V - WAYFINDING - ROOM_REG MESSAGE SCHEDULE - FIRST FLOOR (CONTINUED)
	AG-603-V - WAYFINDING - ROOM_REG MESSAGE SCHEDULE - FIRST FLOOR (CONTINUED)
	I-602-V - INTERIORS - ROOM FINISH SCHEDULE - FIRST FLOOR CONT.
	IF-101-B2-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA B2
	IF-101-C3-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA C3
	IF-101-C4-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA C4
	IF-101-D1-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA D1
	IF-101-D2-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA D2
	IF-102-B2-V - INTERIORS - FURNITURE PLAN - SECOND FLOOR, AREA B2
	IN-101-B-V - INTERIORS - FLOOR PATTERN PLAN - FIRST FLOOR, AREA B
	IN-101-C-V - INTERIORS - FLOOR PATTERN PLAN - FIRST FLOOR, AREA C
	IN-101-D-V - INTERIORS - FLOOR PATTERN PLAN - FIRST FLOOR, AREA D
	IP-101-B-V - INTERIORS - WALL PROTECTION PLAN - FIRST FLOOR, AREA B
	IP-101-C-V - INTERIORS - WALL PROTECTION PLAN - FIRST FLOOR, AREA C
	IP-101-D-V - INTERIORS - WALL PROTECTION PLAN - FIRST FLOOR, AREA D
	IP-102-B-V - INTERIORS - WALL PROTECTION PLAN - SECOND FLOOR, AREA B
	Q-101-B2-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA B2
	Q-101-C3-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA C3
	Q-101-C4-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA C4
	Q-101-D1-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA D1
	Q-101-D2-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA D2
	Q-102-B2-V - EQUIPMENT - FLOOR PLAN - SECOND FLOOR AREA B2


	1091 AC-102-B-V - ARCHITECTURAL - REFLECTED CEILING PLAN - SECOND FLOOR AREA B
	Sheets
	A-10C-V - ARCHITECTURAL - FLOOR PLAN - CRAWLSPACE OVERALL
	A-101-A2-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA A2
	A-101-A4-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA A4
	A-101-B2-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA B2
	A-101-C3-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA C3
	A-101-C4-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA C4
	A-101-D1-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA D1
	A-101-D2-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA D2
	A-101-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR OVERALL
	A-102-B2-V - ARCHITECTURAL - FLOOR PLAN - SECOND FLOOR AREA B2
	A-102-V - ARCHITECTURAL - FLOOR PLAN - SECOND FLOOR OVERALL
	A-103-V - ARCHITECTURAL - FLOOR PLAN - ROOF
	A-201-V - ARCHITECTURAL - EXTERIOR ELEVATIONS
	A-202-V - ARCHITECTURAL - EXTERIOR ELEVATIONS
	A-203-V - ARCHITECTURAL - EXTERIOR ELEVATIONS
	A-204-V - ARCHITECTURAL - EXTERIOR ELEVATIONS
	A-301-V - ARCHITECTURAL - BUILDING SECTIONS
	A-401-V - ARCHITECTURAL - ENLARGED ELEVATOR PLANS AND SECTIONS
	A-402-V - ARCHITECTURAL - ENLARGED STAIR PLANS AND SECTIONS
	A-403-V - ARCHITECTURAL - ENLARGED STAIR PLANS AND SECTIONS
	A-431-V - ARCHITECTURAL - INTERIOR ELEVATIONS
	A-432-V - ARCHITECTURAL - INTERIOR ELEVATIONS
	A-438-V - ARCHITECTURAL - INTERIOR ELEVATIONS
	A-602-V - ARCHITECTURAL - DOOR SCHEDULE
	AC-101-B-V - ARCHITECTURAL - REFLECTED CEILING PLAN - FIRST FLOOR AREA B
	AC-101-C-V - ARCHITECTURAL - REFLECTED CEILING PLAN - FIRST FLOOR AREA C
	AC-101-D-V - ARCHITECTURAL - REFLECTED CEILING PLAN - FIRST FLOOR AREA D
	AC-102-B-V - ARCHITECTURAL - REFLECTED CEILING PLAN - SECOND FLOOR AREA B
	AG-101-B-V - WAYFINDING - ROOM_REG LOCATION PLAN - FIRST FLOOR AREA B
	AG-101-C-V - WAYFINDING - ROOM_REG LOCATION PLAN - FIRST FLOOR AREA C
	AG-101-D-V - WAYFINDING - ROOM_REG LOCATION PLAN - FIRST FLOOR AREA D
	AG-102-B-V - WAYFINDING - ROOM_REG LOCATION PLAN - SECOND FLOOR AREA B
	AG-111-B-V - WAYFINDING - LIFE SAFETY LOCATION PLAN - FIRST FLOOR AREA B
	AG-111-C-V - WAYFINDING - LIFE SAFETY LOCATION PLAN - FIRST FLOOR AREA C
	AG-111-D-V - WAYFINDING - LIFE SAFETY LOCATION PLAN - FIRST FLOOR AREA D
	AG-112-B-V - WAYFINDING - LIFE SAFETY LOCATION PLAN - SECOND FLOOR AREA B
	AG-601-V - WAYFINDING - ROOM_REG MESSAGE SCHEDULE - FIRST FLOOR
	AG-602-V - WAYFINDING - ROOM_REG MESSAGE SCHEDULE - FIRST FLOOR (CONTINUED)
	AG-603-V - WAYFINDING - ROOM_REG MESSAGE SCHEDULE - FIRST FLOOR (CONTINUED)
	I-602-V - INTERIORS - ROOM FINISH SCHEDULE - FIRST FLOOR CONT.
	IF-101-B2-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA B2
	IF-101-C3-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA C3
	IF-101-C4-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA C4
	IF-101-D1-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA D1
	IF-101-D2-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA D2
	IF-102-B2-V - INTERIORS - FURNITURE PLAN - SECOND FLOOR, AREA B2
	IN-101-B-V - INTERIORS - FLOOR PATTERN PLAN - FIRST FLOOR, AREA B
	IN-101-C-V - INTERIORS - FLOOR PATTERN PLAN - FIRST FLOOR, AREA C
	IN-101-D-V - INTERIORS - FLOOR PATTERN PLAN - FIRST FLOOR, AREA D
	IP-101-B-V - INTERIORS - WALL PROTECTION PLAN - FIRST FLOOR, AREA B
	IP-101-C-V - INTERIORS - WALL PROTECTION PLAN - FIRST FLOOR, AREA C
	IP-101-D-V - INTERIORS - WALL PROTECTION PLAN - FIRST FLOOR, AREA D
	IP-102-B-V - INTERIORS - WALL PROTECTION PLAN - SECOND FLOOR, AREA B
	Q-101-B2-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA B2
	Q-101-C3-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA C3
	Q-101-C4-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA C4
	Q-101-D1-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA D1
	Q-101-D2-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA D2
	Q-102-B2-V - EQUIPMENT - FLOOR PLAN - SECOND FLOOR AREA B2


	1093 A-201-V - ARCHITECTURAL - EXTERIOR ELEVATIONS
	Sheets
	A-10C-V - ARCHITECTURAL - FLOOR PLAN - CRAWLSPACE OVERALL
	A-101-A2-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA A2
	A-101-A4-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA A4
	A-101-B2-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA B2
	A-101-C3-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA C3
	A-101-C4-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA C4
	A-101-D1-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA D1
	A-101-D2-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA D2
	A-101-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR OVERALL
	A-102-B2-V - ARCHITECTURAL - FLOOR PLAN - SECOND FLOOR AREA B2
	A-102-V - ARCHITECTURAL - FLOOR PLAN - SECOND FLOOR OVERALL
	A-103-V - ARCHITECTURAL - FLOOR PLAN - ROOF
	A-201-V - ARCHITECTURAL - EXTERIOR ELEVATIONS
	A-202-V - ARCHITECTURAL - EXTERIOR ELEVATIONS
	A-203-V - ARCHITECTURAL - EXTERIOR ELEVATIONS
	A-204-V - ARCHITECTURAL - EXTERIOR ELEVATIONS
	A-301-V - ARCHITECTURAL - BUILDING SECTIONS
	A-401-V - ARCHITECTURAL - ENLARGED ELEVATOR PLANS AND SECTIONS
	A-402-V - ARCHITECTURAL - ENLARGED STAIR PLANS AND SECTIONS
	A-403-V - ARCHITECTURAL - ENLARGED STAIR PLANS AND SECTIONS
	A-431-V - ARCHITECTURAL - INTERIOR ELEVATIONS
	A-432-V - ARCHITECTURAL - INTERIOR ELEVATIONS
	A-438-V - ARCHITECTURAL - INTERIOR ELEVATIONS
	A-602-V - ARCHITECTURAL - DOOR SCHEDULE
	AC-101-B-V - ARCHITECTURAL - REFLECTED CEILING PLAN - FIRST FLOOR AREA B
	AC-101-C-V - ARCHITECTURAL - REFLECTED CEILING PLAN - FIRST FLOOR AREA C
	AC-101-D-V - ARCHITECTURAL - REFLECTED CEILING PLAN - FIRST FLOOR AREA D
	AC-102-B-V - ARCHITECTURAL - REFLECTED CEILING PLAN - SECOND FLOOR AREA B
	AG-101-B-V - WAYFINDING - ROOM_REG LOCATION PLAN - FIRST FLOOR AREA B
	AG-101-C-V - WAYFINDING - ROOM_REG LOCATION PLAN - FIRST FLOOR AREA C
	AG-101-D-V - WAYFINDING - ROOM_REG LOCATION PLAN - FIRST FLOOR AREA D
	AG-102-B-V - WAYFINDING - ROOM_REG LOCATION PLAN - SECOND FLOOR AREA B
	AG-111-B-V - WAYFINDING - LIFE SAFETY LOCATION PLAN - FIRST FLOOR AREA B
	AG-111-C-V - WAYFINDING - LIFE SAFETY LOCATION PLAN - FIRST FLOOR AREA C
	AG-111-D-V - WAYFINDING - LIFE SAFETY LOCATION PLAN - FIRST FLOOR AREA D
	AG-112-B-V - WAYFINDING - LIFE SAFETY LOCATION PLAN - SECOND FLOOR AREA B
	AG-601-V - WAYFINDING - ROOM_REG MESSAGE SCHEDULE - FIRST FLOOR
	AG-602-V - WAYFINDING - ROOM_REG MESSAGE SCHEDULE - FIRST FLOOR (CONTINUED)
	AG-603-V - WAYFINDING - ROOM_REG MESSAGE SCHEDULE - FIRST FLOOR (CONTINUED)
	I-602-V - INTERIORS - ROOM FINISH SCHEDULE - FIRST FLOOR CONT.
	IF-101-B2-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA B2
	IF-101-C3-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA C3
	IF-101-C4-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA C4
	IF-101-D1-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA D1
	IF-101-D2-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA D2
	IF-102-B2-V - INTERIORS - FURNITURE PLAN - SECOND FLOOR, AREA B2
	IN-101-B-V - INTERIORS - FLOOR PATTERN PLAN - FIRST FLOOR, AREA B
	IN-101-C-V - INTERIORS - FLOOR PATTERN PLAN - FIRST FLOOR, AREA C
	IN-101-D-V - INTERIORS - FLOOR PATTERN PLAN - FIRST FLOOR, AREA D
	IP-101-B-V - INTERIORS - WALL PROTECTION PLAN - FIRST FLOOR, AREA B
	IP-101-C-V - INTERIORS - WALL PROTECTION PLAN - FIRST FLOOR, AREA C
	IP-101-D-V - INTERIORS - WALL PROTECTION PLAN - FIRST FLOOR, AREA D
	IP-102-B-V - INTERIORS - WALL PROTECTION PLAN - SECOND FLOOR, AREA B
	Q-101-B2-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA B2
	Q-101-C3-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA C3
	Q-101-C4-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA C4
	Q-101-D1-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA D1
	Q-101-D2-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA D2
	Q-102-B2-V - EQUIPMENT - FLOOR PLAN - SECOND FLOOR AREA B2


	1094 A-202-V - ARCHITECTURAL - EXTERIOR ELEVATIONS
	Sheets
	A-10C-V - ARCHITECTURAL - FLOOR PLAN - CRAWLSPACE OVERALL
	A-101-A2-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA A2
	A-101-A4-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA A4
	A-101-B2-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA B2
	A-101-C3-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA C3
	A-101-C4-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA C4
	A-101-D1-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA D1
	A-101-D2-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA D2
	A-101-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR OVERALL
	A-102-B2-V - ARCHITECTURAL - FLOOR PLAN - SECOND FLOOR AREA B2
	A-102-V - ARCHITECTURAL - FLOOR PLAN - SECOND FLOOR OVERALL
	A-103-V - ARCHITECTURAL - FLOOR PLAN - ROOF
	A-201-V - ARCHITECTURAL - EXTERIOR ELEVATIONS
	A-202-V - ARCHITECTURAL - EXTERIOR ELEVATIONS
	A-203-V - ARCHITECTURAL - EXTERIOR ELEVATIONS
	A-204-V - ARCHITECTURAL - EXTERIOR ELEVATIONS
	A-301-V - ARCHITECTURAL - BUILDING SECTIONS
	A-401-V - ARCHITECTURAL - ENLARGED ELEVATOR PLANS AND SECTIONS
	A-402-V - ARCHITECTURAL - ENLARGED STAIR PLANS AND SECTIONS
	A-403-V - ARCHITECTURAL - ENLARGED STAIR PLANS AND SECTIONS
	A-431-V - ARCHITECTURAL - INTERIOR ELEVATIONS
	A-432-V - ARCHITECTURAL - INTERIOR ELEVATIONS
	A-438-V - ARCHITECTURAL - INTERIOR ELEVATIONS
	A-602-V - ARCHITECTURAL - DOOR SCHEDULE
	AC-101-B-V - ARCHITECTURAL - REFLECTED CEILING PLAN - FIRST FLOOR AREA B
	AC-101-C-V - ARCHITECTURAL - REFLECTED CEILING PLAN - FIRST FLOOR AREA C
	AC-101-D-V - ARCHITECTURAL - REFLECTED CEILING PLAN - FIRST FLOOR AREA D
	AC-102-B-V - ARCHITECTURAL - REFLECTED CEILING PLAN - SECOND FLOOR AREA B
	AG-101-B-V - WAYFINDING - ROOM_REG LOCATION PLAN - FIRST FLOOR AREA B
	AG-101-C-V - WAYFINDING - ROOM_REG LOCATION PLAN - FIRST FLOOR AREA C
	AG-101-D-V - WAYFINDING - ROOM_REG LOCATION PLAN - FIRST FLOOR AREA D
	AG-102-B-V - WAYFINDING - ROOM_REG LOCATION PLAN - SECOND FLOOR AREA B
	AG-111-B-V - WAYFINDING - LIFE SAFETY LOCATION PLAN - FIRST FLOOR AREA B
	AG-111-C-V - WAYFINDING - LIFE SAFETY LOCATION PLAN - FIRST FLOOR AREA C
	AG-111-D-V - WAYFINDING - LIFE SAFETY LOCATION PLAN - FIRST FLOOR AREA D
	AG-112-B-V - WAYFINDING - LIFE SAFETY LOCATION PLAN - SECOND FLOOR AREA B
	AG-601-V - WAYFINDING - ROOM_REG MESSAGE SCHEDULE - FIRST FLOOR
	AG-602-V - WAYFINDING - ROOM_REG MESSAGE SCHEDULE - FIRST FLOOR (CONTINUED)
	AG-603-V - WAYFINDING - ROOM_REG MESSAGE SCHEDULE - FIRST FLOOR (CONTINUED)
	I-602-V - INTERIORS - ROOM FINISH SCHEDULE - FIRST FLOOR CONT.
	IF-101-B2-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA B2
	IF-101-C3-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA C3
	IF-101-C4-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA C4
	IF-101-D1-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA D1
	IF-101-D2-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA D2
	IF-102-B2-V - INTERIORS - FURNITURE PLAN - SECOND FLOOR, AREA B2
	IN-101-B-V - INTERIORS - FLOOR PATTERN PLAN - FIRST FLOOR, AREA B
	IN-101-C-V - INTERIORS - FLOOR PATTERN PLAN - FIRST FLOOR, AREA C
	IN-101-D-V - INTERIORS - FLOOR PATTERN PLAN - FIRST FLOOR, AREA D
	IP-101-B-V - INTERIORS - WALL PROTECTION PLAN - FIRST FLOOR, AREA B
	IP-101-C-V - INTERIORS - WALL PROTECTION PLAN - FIRST FLOOR, AREA C
	IP-101-D-V - INTERIORS - WALL PROTECTION PLAN - FIRST FLOOR, AREA D
	IP-102-B-V - INTERIORS - WALL PROTECTION PLAN - SECOND FLOOR, AREA B
	Q-101-B2-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA B2
	Q-101-C3-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA C3
	Q-101-C4-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA C4
	Q-101-D1-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA D1
	Q-101-D2-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA D2
	Q-102-B2-V - EQUIPMENT - FLOOR PLAN - SECOND FLOOR AREA B2


	1095 A-203-V - ARCHITECTURAL - EXTERIOR ELEVATIONS
	Sheets
	A-10C-V - ARCHITECTURAL - FLOOR PLAN - CRAWLSPACE OVERALL
	A-101-A2-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA A2
	A-101-A4-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA A4
	A-101-B2-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA B2
	A-101-C3-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA C3
	A-101-C4-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA C4
	A-101-D1-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA D1
	A-101-D2-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA D2
	A-101-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR OVERALL
	A-102-B2-V - ARCHITECTURAL - FLOOR PLAN - SECOND FLOOR AREA B2
	A-102-V - ARCHITECTURAL - FLOOR PLAN - SECOND FLOOR OVERALL
	A-103-V - ARCHITECTURAL - FLOOR PLAN - ROOF
	A-201-V - ARCHITECTURAL - EXTERIOR ELEVATIONS
	A-202-V - ARCHITECTURAL - EXTERIOR ELEVATIONS
	A-203-V - ARCHITECTURAL - EXTERIOR ELEVATIONS
	A-204-V - ARCHITECTURAL - EXTERIOR ELEVATIONS
	A-301-V - ARCHITECTURAL - BUILDING SECTIONS
	A-401-V - ARCHITECTURAL - ENLARGED ELEVATOR PLANS AND SECTIONS
	A-402-V - ARCHITECTURAL - ENLARGED STAIR PLANS AND SECTIONS
	A-403-V - ARCHITECTURAL - ENLARGED STAIR PLANS AND SECTIONS
	A-431-V - ARCHITECTURAL - INTERIOR ELEVATIONS
	A-432-V - ARCHITECTURAL - INTERIOR ELEVATIONS
	A-438-V - ARCHITECTURAL - INTERIOR ELEVATIONS
	A-602-V - ARCHITECTURAL - DOOR SCHEDULE
	AC-101-B-V - ARCHITECTURAL - REFLECTED CEILING PLAN - FIRST FLOOR AREA B
	AC-101-C-V - ARCHITECTURAL - REFLECTED CEILING PLAN - FIRST FLOOR AREA C
	AC-101-D-V - ARCHITECTURAL - REFLECTED CEILING PLAN - FIRST FLOOR AREA D
	AC-102-B-V - ARCHITECTURAL - REFLECTED CEILING PLAN - SECOND FLOOR AREA B
	AG-101-B-V - WAYFINDING - ROOM_REG LOCATION PLAN - FIRST FLOOR AREA B
	AG-101-C-V - WAYFINDING - ROOM_REG LOCATION PLAN - FIRST FLOOR AREA C
	AG-101-D-V - WAYFINDING - ROOM_REG LOCATION PLAN - FIRST FLOOR AREA D
	AG-102-B-V - WAYFINDING - ROOM_REG LOCATION PLAN - SECOND FLOOR AREA B
	AG-111-B-V - WAYFINDING - LIFE SAFETY LOCATION PLAN - FIRST FLOOR AREA B
	AG-111-C-V - WAYFINDING - LIFE SAFETY LOCATION PLAN - FIRST FLOOR AREA C
	AG-111-D-V - WAYFINDING - LIFE SAFETY LOCATION PLAN - FIRST FLOOR AREA D
	AG-112-B-V - WAYFINDING - LIFE SAFETY LOCATION PLAN - SECOND FLOOR AREA B
	AG-601-V - WAYFINDING - ROOM_REG MESSAGE SCHEDULE - FIRST FLOOR
	AG-602-V - WAYFINDING - ROOM_REG MESSAGE SCHEDULE - FIRST FLOOR (CONTINUED)
	AG-603-V - WAYFINDING - ROOM_REG MESSAGE SCHEDULE - FIRST FLOOR (CONTINUED)
	I-602-V - INTERIORS - ROOM FINISH SCHEDULE - FIRST FLOOR CONT.
	IF-101-B2-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA B2
	IF-101-C3-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA C3
	IF-101-C4-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA C4
	IF-101-D1-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA D1
	IF-101-D2-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA D2
	IF-102-B2-V - INTERIORS - FURNITURE PLAN - SECOND FLOOR, AREA B2
	IN-101-B-V - INTERIORS - FLOOR PATTERN PLAN - FIRST FLOOR, AREA B
	IN-101-C-V - INTERIORS - FLOOR PATTERN PLAN - FIRST FLOOR, AREA C
	IN-101-D-V - INTERIORS - FLOOR PATTERN PLAN - FIRST FLOOR, AREA D
	IP-101-B-V - INTERIORS - WALL PROTECTION PLAN - FIRST FLOOR, AREA B
	IP-101-C-V - INTERIORS - WALL PROTECTION PLAN - FIRST FLOOR, AREA C
	IP-101-D-V - INTERIORS - WALL PROTECTION PLAN - FIRST FLOOR, AREA D
	IP-102-B-V - INTERIORS - WALL PROTECTION PLAN - SECOND FLOOR, AREA B
	Q-101-B2-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA B2
	Q-101-C3-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA C3
	Q-101-C4-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA C4
	Q-101-D1-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA D1
	Q-101-D2-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA D2
	Q-102-B2-V - EQUIPMENT - FLOOR PLAN - SECOND FLOOR AREA B2


	1096 A-204-V - ARCHITECTURAL - EXTERIOR ELEVATIONS
	Sheets
	A-10C-V - ARCHITECTURAL - FLOOR PLAN - CRAWLSPACE OVERALL
	A-101-A2-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA A2
	A-101-A4-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA A4
	A-101-B2-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA B2
	A-101-C3-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA C3
	A-101-C4-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA C4
	A-101-D1-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA D1
	A-101-D2-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA D2
	A-101-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR OVERALL
	A-102-B2-V - ARCHITECTURAL - FLOOR PLAN - SECOND FLOOR AREA B2
	A-102-V - ARCHITECTURAL - FLOOR PLAN - SECOND FLOOR OVERALL
	A-103-V - ARCHITECTURAL - FLOOR PLAN - ROOF
	A-201-V - ARCHITECTURAL - EXTERIOR ELEVATIONS
	A-202-V - ARCHITECTURAL - EXTERIOR ELEVATIONS
	A-203-V - ARCHITECTURAL - EXTERIOR ELEVATIONS
	A-204-V - ARCHITECTURAL - EXTERIOR ELEVATIONS
	A-301-V - ARCHITECTURAL - BUILDING SECTIONS
	A-401-V - ARCHITECTURAL - ENLARGED ELEVATOR PLANS AND SECTIONS
	A-402-V - ARCHITECTURAL - ENLARGED STAIR PLANS AND SECTIONS
	A-403-V - ARCHITECTURAL - ENLARGED STAIR PLANS AND SECTIONS
	A-431-V - ARCHITECTURAL - INTERIOR ELEVATIONS
	A-432-V - ARCHITECTURAL - INTERIOR ELEVATIONS
	A-438-V - ARCHITECTURAL - INTERIOR ELEVATIONS
	A-602-V - ARCHITECTURAL - DOOR SCHEDULE
	AC-101-B-V - ARCHITECTURAL - REFLECTED CEILING PLAN - FIRST FLOOR AREA B
	AC-101-C-V - ARCHITECTURAL - REFLECTED CEILING PLAN - FIRST FLOOR AREA C
	AC-101-D-V - ARCHITECTURAL - REFLECTED CEILING PLAN - FIRST FLOOR AREA D
	AC-102-B-V - ARCHITECTURAL - REFLECTED CEILING PLAN - SECOND FLOOR AREA B
	AG-101-B-V - WAYFINDING - ROOM_REG LOCATION PLAN - FIRST FLOOR AREA B
	AG-101-C-V - WAYFINDING - ROOM_REG LOCATION PLAN - FIRST FLOOR AREA C
	AG-101-D-V - WAYFINDING - ROOM_REG LOCATION PLAN - FIRST FLOOR AREA D
	AG-102-B-V - WAYFINDING - ROOM_REG LOCATION PLAN - SECOND FLOOR AREA B
	AG-111-B-V - WAYFINDING - LIFE SAFETY LOCATION PLAN - FIRST FLOOR AREA B
	AG-111-C-V - WAYFINDING - LIFE SAFETY LOCATION PLAN - FIRST FLOOR AREA C
	AG-111-D-V - WAYFINDING - LIFE SAFETY LOCATION PLAN - FIRST FLOOR AREA D
	AG-112-B-V - WAYFINDING - LIFE SAFETY LOCATION PLAN - SECOND FLOOR AREA B
	AG-601-V - WAYFINDING - ROOM_REG MESSAGE SCHEDULE - FIRST FLOOR
	AG-602-V - WAYFINDING - ROOM_REG MESSAGE SCHEDULE - FIRST FLOOR (CONTINUED)
	AG-603-V - WAYFINDING - ROOM_REG MESSAGE SCHEDULE - FIRST FLOOR (CONTINUED)
	I-602-V - INTERIORS - ROOM FINISH SCHEDULE - FIRST FLOOR CONT.
	IF-101-B2-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA B2
	IF-101-C3-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA C3
	IF-101-C4-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA C4
	IF-101-D1-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA D1
	IF-101-D2-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA D2
	IF-102-B2-V - INTERIORS - FURNITURE PLAN - SECOND FLOOR, AREA B2
	IN-101-B-V - INTERIORS - FLOOR PATTERN PLAN - FIRST FLOOR, AREA B
	IN-101-C-V - INTERIORS - FLOOR PATTERN PLAN - FIRST FLOOR, AREA C
	IN-101-D-V - INTERIORS - FLOOR PATTERN PLAN - FIRST FLOOR, AREA D
	IP-101-B-V - INTERIORS - WALL PROTECTION PLAN - FIRST FLOOR, AREA B
	IP-101-C-V - INTERIORS - WALL PROTECTION PLAN - FIRST FLOOR, AREA C
	IP-101-D-V - INTERIORS - WALL PROTECTION PLAN - FIRST FLOOR, AREA D
	IP-102-B-V - INTERIORS - WALL PROTECTION PLAN - SECOND FLOOR, AREA B
	Q-101-B2-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA B2
	Q-101-C3-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA C3
	Q-101-C4-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA C4
	Q-101-D1-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA D1
	Q-101-D2-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA D2
	Q-102-B2-V - EQUIPMENT - FLOOR PLAN - SECOND FLOOR AREA B2


	1098 A-301-V - ARCHITECTURAL - BUILDING SECTIONS
	Sheets
	A-10C-V - ARCHITECTURAL - FLOOR PLAN - CRAWLSPACE OVERALL
	A-101-A2-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA A2
	A-101-A4-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA A4
	A-101-B2-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA B2
	A-101-C3-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA C3
	A-101-C4-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA C4
	A-101-D1-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA D1
	A-101-D2-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA D2
	A-101-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR OVERALL
	A-102-B2-V - ARCHITECTURAL - FLOOR PLAN - SECOND FLOOR AREA B2
	A-102-V - ARCHITECTURAL - FLOOR PLAN - SECOND FLOOR OVERALL
	A-103-V - ARCHITECTURAL - FLOOR PLAN - ROOF
	A-201-V - ARCHITECTURAL - EXTERIOR ELEVATIONS
	A-202-V - ARCHITECTURAL - EXTERIOR ELEVATIONS
	A-203-V - ARCHITECTURAL - EXTERIOR ELEVATIONS
	A-204-V - ARCHITECTURAL - EXTERIOR ELEVATIONS
	A-301-V - ARCHITECTURAL - BUILDING SECTIONS
	A-401-V - ARCHITECTURAL - ENLARGED ELEVATOR PLANS AND SECTIONS
	A-402-V - ARCHITECTURAL - ENLARGED STAIR PLANS AND SECTIONS
	A-403-V - ARCHITECTURAL - ENLARGED STAIR PLANS AND SECTIONS
	A-431-V - ARCHITECTURAL - INTERIOR ELEVATIONS
	A-432-V - ARCHITECTURAL - INTERIOR ELEVATIONS
	A-438-V - ARCHITECTURAL - INTERIOR ELEVATIONS
	A-602-V - ARCHITECTURAL - DOOR SCHEDULE
	AC-101-B-V - ARCHITECTURAL - REFLECTED CEILING PLAN - FIRST FLOOR AREA B
	AC-101-C-V - ARCHITECTURAL - REFLECTED CEILING PLAN - FIRST FLOOR AREA C
	AC-101-D-V - ARCHITECTURAL - REFLECTED CEILING PLAN - FIRST FLOOR AREA D
	AC-102-B-V - ARCHITECTURAL - REFLECTED CEILING PLAN - SECOND FLOOR AREA B
	AG-101-B-V - WAYFINDING - ROOM_REG LOCATION PLAN - FIRST FLOOR AREA B
	AG-101-C-V - WAYFINDING - ROOM_REG LOCATION PLAN - FIRST FLOOR AREA C
	AG-101-D-V - WAYFINDING - ROOM_REG LOCATION PLAN - FIRST FLOOR AREA D
	AG-102-B-V - WAYFINDING - ROOM_REG LOCATION PLAN - SECOND FLOOR AREA B
	AG-111-B-V - WAYFINDING - LIFE SAFETY LOCATION PLAN - FIRST FLOOR AREA B
	AG-111-C-V - WAYFINDING - LIFE SAFETY LOCATION PLAN - FIRST FLOOR AREA C
	AG-111-D-V - WAYFINDING - LIFE SAFETY LOCATION PLAN - FIRST FLOOR AREA D
	AG-112-B-V - WAYFINDING - LIFE SAFETY LOCATION PLAN - SECOND FLOOR AREA B
	AG-601-V - WAYFINDING - ROOM_REG MESSAGE SCHEDULE - FIRST FLOOR
	AG-602-V - WAYFINDING - ROOM_REG MESSAGE SCHEDULE - FIRST FLOOR (CONTINUED)
	AG-603-V - WAYFINDING - ROOM_REG MESSAGE SCHEDULE - FIRST FLOOR (CONTINUED)
	I-602-V - INTERIORS - ROOM FINISH SCHEDULE - FIRST FLOOR CONT.
	IF-101-B2-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA B2
	IF-101-C3-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA C3
	IF-101-C4-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA C4
	IF-101-D1-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA D1
	IF-101-D2-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA D2
	IF-102-B2-V - INTERIORS - FURNITURE PLAN - SECOND FLOOR, AREA B2
	IN-101-B-V - INTERIORS - FLOOR PATTERN PLAN - FIRST FLOOR, AREA B
	IN-101-C-V - INTERIORS - FLOOR PATTERN PLAN - FIRST FLOOR, AREA C
	IN-101-D-V - INTERIORS - FLOOR PATTERN PLAN - FIRST FLOOR, AREA D
	IP-101-B-V - INTERIORS - WALL PROTECTION PLAN - FIRST FLOOR, AREA B
	IP-101-C-V - INTERIORS - WALL PROTECTION PLAN - FIRST FLOOR, AREA C
	IP-101-D-V - INTERIORS - WALL PROTECTION PLAN - FIRST FLOOR, AREA D
	IP-102-B-V - INTERIORS - WALL PROTECTION PLAN - SECOND FLOOR, AREA B
	Q-101-B2-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA B2
	Q-101-C3-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA C3
	Q-101-C4-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA C4
	Q-101-D1-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA D1
	Q-101-D2-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA D2
	Q-102-B2-V - EQUIPMENT - FLOOR PLAN - SECOND FLOOR AREA B2


	1103 A-401-V - ARCHITECTURAL - ENLARGED ELEVATOR PLANS AND SECTIONS
	Sheets
	A-10C-V - ARCHITECTURAL - FLOOR PLAN - CRAWLSPACE OVERALL
	A-101-A2-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA A2
	A-101-A4-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA A4
	A-101-B2-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA B2
	A-101-C3-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA C3
	A-101-C4-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA C4
	A-101-D1-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA D1
	A-101-D2-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA D2
	A-101-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR OVERALL
	A-102-B2-V - ARCHITECTURAL - FLOOR PLAN - SECOND FLOOR AREA B2
	A-102-V - ARCHITECTURAL - FLOOR PLAN - SECOND FLOOR OVERALL
	A-103-V - ARCHITECTURAL - FLOOR PLAN - ROOF
	A-201-V - ARCHITECTURAL - EXTERIOR ELEVATIONS
	A-202-V - ARCHITECTURAL - EXTERIOR ELEVATIONS
	A-203-V - ARCHITECTURAL - EXTERIOR ELEVATIONS
	A-204-V - ARCHITECTURAL - EXTERIOR ELEVATIONS
	A-301-V - ARCHITECTURAL - BUILDING SECTIONS
	A-401-V - ARCHITECTURAL - ENLARGED ELEVATOR PLANS AND SECTIONS
	A-402-V - ARCHITECTURAL - ENLARGED STAIR PLANS AND SECTIONS
	A-403-V - ARCHITECTURAL - ENLARGED STAIR PLANS AND SECTIONS
	A-431-V - ARCHITECTURAL - INTERIOR ELEVATIONS
	A-432-V - ARCHITECTURAL - INTERIOR ELEVATIONS
	A-438-V - ARCHITECTURAL - INTERIOR ELEVATIONS
	A-602-V - ARCHITECTURAL - DOOR SCHEDULE
	AC-101-B-V - ARCHITECTURAL - REFLECTED CEILING PLAN - FIRST FLOOR AREA B
	AC-101-C-V - ARCHITECTURAL - REFLECTED CEILING PLAN - FIRST FLOOR AREA C
	AC-101-D-V - ARCHITECTURAL - REFLECTED CEILING PLAN - FIRST FLOOR AREA D
	AC-102-B-V - ARCHITECTURAL - REFLECTED CEILING PLAN - SECOND FLOOR AREA B
	AG-101-B-V - WAYFINDING - ROOM_REG LOCATION PLAN - FIRST FLOOR AREA B
	AG-101-C-V - WAYFINDING - ROOM_REG LOCATION PLAN - FIRST FLOOR AREA C
	AG-101-D-V - WAYFINDING - ROOM_REG LOCATION PLAN - FIRST FLOOR AREA D
	AG-102-B-V - WAYFINDING - ROOM_REG LOCATION PLAN - SECOND FLOOR AREA B
	AG-111-B-V - WAYFINDING - LIFE SAFETY LOCATION PLAN - FIRST FLOOR AREA B
	AG-111-C-V - WAYFINDING - LIFE SAFETY LOCATION PLAN - FIRST FLOOR AREA C
	AG-111-D-V - WAYFINDING - LIFE SAFETY LOCATION PLAN - FIRST FLOOR AREA D
	AG-112-B-V - WAYFINDING - LIFE SAFETY LOCATION PLAN - SECOND FLOOR AREA B
	AG-601-V - WAYFINDING - ROOM_REG MESSAGE SCHEDULE - FIRST FLOOR
	AG-602-V - WAYFINDING - ROOM_REG MESSAGE SCHEDULE - FIRST FLOOR (CONTINUED)
	AG-603-V - WAYFINDING - ROOM_REG MESSAGE SCHEDULE - FIRST FLOOR (CONTINUED)
	I-602-V - INTERIORS - ROOM FINISH SCHEDULE - FIRST FLOOR CONT.
	IF-101-B2-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA B2
	IF-101-C3-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA C3
	IF-101-C4-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA C4
	IF-101-D1-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA D1
	IF-101-D2-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA D2
	IF-102-B2-V - INTERIORS - FURNITURE PLAN - SECOND FLOOR, AREA B2
	IN-101-B-V - INTERIORS - FLOOR PATTERN PLAN - FIRST FLOOR, AREA B
	IN-101-C-V - INTERIORS - FLOOR PATTERN PLAN - FIRST FLOOR, AREA C
	IN-101-D-V - INTERIORS - FLOOR PATTERN PLAN - FIRST FLOOR, AREA D
	IP-101-B-V - INTERIORS - WALL PROTECTION PLAN - FIRST FLOOR, AREA B
	IP-101-C-V - INTERIORS - WALL PROTECTION PLAN - FIRST FLOOR, AREA C
	IP-101-D-V - INTERIORS - WALL PROTECTION PLAN - FIRST FLOOR, AREA D
	IP-102-B-V - INTERIORS - WALL PROTECTION PLAN - SECOND FLOOR, AREA B
	Q-101-B2-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA B2
	Q-101-C3-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA C3
	Q-101-C4-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA C4
	Q-101-D1-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA D1
	Q-101-D2-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA D2
	Q-102-B2-V - EQUIPMENT - FLOOR PLAN - SECOND FLOOR AREA B2


	1104 A-402-V - ARCHITECTURAL - ENLARGED STAIR PLANS AND SECTIONS
	Sheets
	A-10C-V - ARCHITECTURAL - FLOOR PLAN - CRAWLSPACE OVERALL
	A-101-A2-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA A2
	A-101-A4-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA A4
	A-101-B2-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA B2
	A-101-C3-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA C3
	A-101-C4-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA C4
	A-101-D1-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA D1
	A-101-D2-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA D2
	A-101-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR OVERALL
	A-102-B2-V - ARCHITECTURAL - FLOOR PLAN - SECOND FLOOR AREA B2
	A-102-V - ARCHITECTURAL - FLOOR PLAN - SECOND FLOOR OVERALL
	A-103-V - ARCHITECTURAL - FLOOR PLAN - ROOF
	A-201-V - ARCHITECTURAL - EXTERIOR ELEVATIONS
	A-202-V - ARCHITECTURAL - EXTERIOR ELEVATIONS
	A-203-V - ARCHITECTURAL - EXTERIOR ELEVATIONS
	A-204-V - ARCHITECTURAL - EXTERIOR ELEVATIONS
	A-301-V - ARCHITECTURAL - BUILDING SECTIONS
	A-401-V - ARCHITECTURAL - ENLARGED ELEVATOR PLANS AND SECTIONS
	A-402-V - ARCHITECTURAL - ENLARGED STAIR PLANS AND SECTIONS
	A-403-V - ARCHITECTURAL - ENLARGED STAIR PLANS AND SECTIONS
	A-431-V - ARCHITECTURAL - INTERIOR ELEVATIONS
	A-432-V - ARCHITECTURAL - INTERIOR ELEVATIONS
	A-438-V - ARCHITECTURAL - INTERIOR ELEVATIONS
	A-602-V - ARCHITECTURAL - DOOR SCHEDULE
	AC-101-B-V - ARCHITECTURAL - REFLECTED CEILING PLAN - FIRST FLOOR AREA B
	AC-101-C-V - ARCHITECTURAL - REFLECTED CEILING PLAN - FIRST FLOOR AREA C
	AC-101-D-V - ARCHITECTURAL - REFLECTED CEILING PLAN - FIRST FLOOR AREA D
	AC-102-B-V - ARCHITECTURAL - REFLECTED CEILING PLAN - SECOND FLOOR AREA B
	AG-101-B-V - WAYFINDING - ROOM_REG LOCATION PLAN - FIRST FLOOR AREA B
	AG-101-C-V - WAYFINDING - ROOM_REG LOCATION PLAN - FIRST FLOOR AREA C
	AG-101-D-V - WAYFINDING - ROOM_REG LOCATION PLAN - FIRST FLOOR AREA D
	AG-102-B-V - WAYFINDING - ROOM_REG LOCATION PLAN - SECOND FLOOR AREA B
	AG-111-B-V - WAYFINDING - LIFE SAFETY LOCATION PLAN - FIRST FLOOR AREA B
	AG-111-C-V - WAYFINDING - LIFE SAFETY LOCATION PLAN - FIRST FLOOR AREA C
	AG-111-D-V - WAYFINDING - LIFE SAFETY LOCATION PLAN - FIRST FLOOR AREA D
	AG-112-B-V - WAYFINDING - LIFE SAFETY LOCATION PLAN - SECOND FLOOR AREA B
	AG-601-V - WAYFINDING - ROOM_REG MESSAGE SCHEDULE - FIRST FLOOR
	AG-602-V - WAYFINDING - ROOM_REG MESSAGE SCHEDULE - FIRST FLOOR (CONTINUED)
	AG-603-V - WAYFINDING - ROOM_REG MESSAGE SCHEDULE - FIRST FLOOR (CONTINUED)
	I-602-V - INTERIORS - ROOM FINISH SCHEDULE - FIRST FLOOR CONT.
	IF-101-B2-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA B2
	IF-101-C3-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA C3
	IF-101-C4-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA C4
	IF-101-D1-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA D1
	IF-101-D2-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA D2
	IF-102-B2-V - INTERIORS - FURNITURE PLAN - SECOND FLOOR, AREA B2
	IN-101-B-V - INTERIORS - FLOOR PATTERN PLAN - FIRST FLOOR, AREA B
	IN-101-C-V - INTERIORS - FLOOR PATTERN PLAN - FIRST FLOOR, AREA C
	IN-101-D-V - INTERIORS - FLOOR PATTERN PLAN - FIRST FLOOR, AREA D
	IP-101-B-V - INTERIORS - WALL PROTECTION PLAN - FIRST FLOOR, AREA B
	IP-101-C-V - INTERIORS - WALL PROTECTION PLAN - FIRST FLOOR, AREA C
	IP-101-D-V - INTERIORS - WALL PROTECTION PLAN - FIRST FLOOR, AREA D
	IP-102-B-V - INTERIORS - WALL PROTECTION PLAN - SECOND FLOOR, AREA B
	Q-101-B2-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA B2
	Q-101-C3-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA C3
	Q-101-C4-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA C4
	Q-101-D1-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA D1
	Q-101-D2-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA D2
	Q-102-B2-V - EQUIPMENT - FLOOR PLAN - SECOND FLOOR AREA B2


	1105 A-403-V - ARCHITECTURAL - ENLARGED STAIR PLANS AND SECTIONS
	Sheets
	A-10C-V - ARCHITECTURAL - FLOOR PLAN - CRAWLSPACE OVERALL
	A-101-A2-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA A2
	A-101-A4-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA A4
	A-101-B2-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA B2
	A-101-C3-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA C3
	A-101-C4-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA C4
	A-101-D1-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA D1
	A-101-D2-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA D2
	A-101-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR OVERALL
	A-102-B2-V - ARCHITECTURAL - FLOOR PLAN - SECOND FLOOR AREA B2
	A-102-V - ARCHITECTURAL - FLOOR PLAN - SECOND FLOOR OVERALL
	A-103-V - ARCHITECTURAL - FLOOR PLAN - ROOF
	A-201-V - ARCHITECTURAL - EXTERIOR ELEVATIONS
	A-202-V - ARCHITECTURAL - EXTERIOR ELEVATIONS
	A-203-V - ARCHITECTURAL - EXTERIOR ELEVATIONS
	A-204-V - ARCHITECTURAL - EXTERIOR ELEVATIONS
	A-301-V - ARCHITECTURAL - BUILDING SECTIONS
	A-401-V - ARCHITECTURAL - ENLARGED ELEVATOR PLANS AND SECTIONS
	A-402-V - ARCHITECTURAL - ENLARGED STAIR PLANS AND SECTIONS
	A-403-V - ARCHITECTURAL - ENLARGED STAIR PLANS AND SECTIONS
	A-431-V - ARCHITECTURAL - INTERIOR ELEVATIONS
	A-432-V - ARCHITECTURAL - INTERIOR ELEVATIONS
	A-438-V - ARCHITECTURAL - INTERIOR ELEVATIONS
	A-602-V - ARCHITECTURAL - DOOR SCHEDULE
	AC-101-B-V - ARCHITECTURAL - REFLECTED CEILING PLAN - FIRST FLOOR AREA B
	AC-101-C-V - ARCHITECTURAL - REFLECTED CEILING PLAN - FIRST FLOOR AREA C
	AC-101-D-V - ARCHITECTURAL - REFLECTED CEILING PLAN - FIRST FLOOR AREA D
	AC-102-B-V - ARCHITECTURAL - REFLECTED CEILING PLAN - SECOND FLOOR AREA B
	AG-101-B-V - WAYFINDING - ROOM_REG LOCATION PLAN - FIRST FLOOR AREA B
	AG-101-C-V - WAYFINDING - ROOM_REG LOCATION PLAN - FIRST FLOOR AREA C
	AG-101-D-V - WAYFINDING - ROOM_REG LOCATION PLAN - FIRST FLOOR AREA D
	AG-102-B-V - WAYFINDING - ROOM_REG LOCATION PLAN - SECOND FLOOR AREA B
	AG-111-B-V - WAYFINDING - LIFE SAFETY LOCATION PLAN - FIRST FLOOR AREA B
	AG-111-C-V - WAYFINDING - LIFE SAFETY LOCATION PLAN - FIRST FLOOR AREA C
	AG-111-D-V - WAYFINDING - LIFE SAFETY LOCATION PLAN - FIRST FLOOR AREA D
	AG-112-B-V - WAYFINDING - LIFE SAFETY LOCATION PLAN - SECOND FLOOR AREA B
	AG-601-V - WAYFINDING - ROOM_REG MESSAGE SCHEDULE - FIRST FLOOR
	AG-602-V - WAYFINDING - ROOM_REG MESSAGE SCHEDULE - FIRST FLOOR (CONTINUED)
	AG-603-V - WAYFINDING - ROOM_REG MESSAGE SCHEDULE - FIRST FLOOR (CONTINUED)
	I-602-V - INTERIORS - ROOM FINISH SCHEDULE - FIRST FLOOR CONT.
	IF-101-B2-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA B2
	IF-101-C3-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA C3
	IF-101-C4-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA C4
	IF-101-D1-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA D1
	IF-101-D2-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA D2
	IF-102-B2-V - INTERIORS - FURNITURE PLAN - SECOND FLOOR, AREA B2
	IN-101-B-V - INTERIORS - FLOOR PATTERN PLAN - FIRST FLOOR, AREA B
	IN-101-C-V - INTERIORS - FLOOR PATTERN PLAN - FIRST FLOOR, AREA C
	IN-101-D-V - INTERIORS - FLOOR PATTERN PLAN - FIRST FLOOR, AREA D
	IP-101-B-V - INTERIORS - WALL PROTECTION PLAN - FIRST FLOOR, AREA B
	IP-101-C-V - INTERIORS - WALL PROTECTION PLAN - FIRST FLOOR, AREA C
	IP-101-D-V - INTERIORS - WALL PROTECTION PLAN - FIRST FLOOR, AREA D
	IP-102-B-V - INTERIORS - WALL PROTECTION PLAN - SECOND FLOOR, AREA B
	Q-101-B2-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA B2
	Q-101-C3-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA C3
	Q-101-C4-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA C4
	Q-101-D1-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA D1
	Q-101-D2-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA D2
	Q-102-B2-V - EQUIPMENT - FLOOR PLAN - SECOND FLOOR AREA B2


	1108 A-431-V - ARCHITECTURAL - INTERIOR ELEVATIONS
	Sheets
	A-10C-V - ARCHITECTURAL - FLOOR PLAN - CRAWLSPACE OVERALL
	A-101-A2-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA A2
	A-101-A4-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA A4
	A-101-B2-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA B2
	A-101-C3-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA C3
	A-101-C4-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA C4
	A-101-D1-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA D1
	A-101-D2-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA D2
	A-101-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR OVERALL
	A-102-B2-V - ARCHITECTURAL - FLOOR PLAN - SECOND FLOOR AREA B2
	A-102-V - ARCHITECTURAL - FLOOR PLAN - SECOND FLOOR OVERALL
	A-103-V - ARCHITECTURAL - FLOOR PLAN - ROOF
	A-201-V - ARCHITECTURAL - EXTERIOR ELEVATIONS
	A-202-V - ARCHITECTURAL - EXTERIOR ELEVATIONS
	A-203-V - ARCHITECTURAL - EXTERIOR ELEVATIONS
	A-204-V - ARCHITECTURAL - EXTERIOR ELEVATIONS
	A-301-V - ARCHITECTURAL - BUILDING SECTIONS
	A-401-V - ARCHITECTURAL - ENLARGED ELEVATOR PLANS AND SECTIONS
	A-402-V - ARCHITECTURAL - ENLARGED STAIR PLANS AND SECTIONS
	A-403-V - ARCHITECTURAL - ENLARGED STAIR PLANS AND SECTIONS
	A-431-V - ARCHITECTURAL - INTERIOR ELEVATIONS
	A-432-V - ARCHITECTURAL - INTERIOR ELEVATIONS
	A-438-V - ARCHITECTURAL - INTERIOR ELEVATIONS
	A-602-V - ARCHITECTURAL - DOOR SCHEDULE
	AC-101-B-V - ARCHITECTURAL - REFLECTED CEILING PLAN - FIRST FLOOR AREA B
	AC-101-C-V - ARCHITECTURAL - REFLECTED CEILING PLAN - FIRST FLOOR AREA C
	AC-101-D-V - ARCHITECTURAL - REFLECTED CEILING PLAN - FIRST FLOOR AREA D
	AC-102-B-V - ARCHITECTURAL - REFLECTED CEILING PLAN - SECOND FLOOR AREA B
	AG-101-B-V - WAYFINDING - ROOM_REG LOCATION PLAN - FIRST FLOOR AREA B
	AG-101-C-V - WAYFINDING - ROOM_REG LOCATION PLAN - FIRST FLOOR AREA C
	AG-101-D-V - WAYFINDING - ROOM_REG LOCATION PLAN - FIRST FLOOR AREA D
	AG-102-B-V - WAYFINDING - ROOM_REG LOCATION PLAN - SECOND FLOOR AREA B
	AG-111-B-V - WAYFINDING - LIFE SAFETY LOCATION PLAN - FIRST FLOOR AREA B
	AG-111-C-V - WAYFINDING - LIFE SAFETY LOCATION PLAN - FIRST FLOOR AREA C
	AG-111-D-V - WAYFINDING - LIFE SAFETY LOCATION PLAN - FIRST FLOOR AREA D
	AG-112-B-V - WAYFINDING - LIFE SAFETY LOCATION PLAN - SECOND FLOOR AREA B
	AG-601-V - WAYFINDING - ROOM_REG MESSAGE SCHEDULE - FIRST FLOOR
	AG-602-V - WAYFINDING - ROOM_REG MESSAGE SCHEDULE - FIRST FLOOR (CONTINUED)
	AG-603-V - WAYFINDING - ROOM_REG MESSAGE SCHEDULE - FIRST FLOOR (CONTINUED)
	I-602-V - INTERIORS - ROOM FINISH SCHEDULE - FIRST FLOOR CONT.
	IF-101-B2-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA B2
	IF-101-C3-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA C3
	IF-101-C4-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA C4
	IF-101-D1-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA D1
	IF-101-D2-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA D2
	IF-102-B2-V - INTERIORS - FURNITURE PLAN - SECOND FLOOR, AREA B2
	IN-101-B-V - INTERIORS - FLOOR PATTERN PLAN - FIRST FLOOR, AREA B
	IN-101-C-V - INTERIORS - FLOOR PATTERN PLAN - FIRST FLOOR, AREA C
	IN-101-D-V - INTERIORS - FLOOR PATTERN PLAN - FIRST FLOOR, AREA D
	IP-101-B-V - INTERIORS - WALL PROTECTION PLAN - FIRST FLOOR, AREA B
	IP-101-C-V - INTERIORS - WALL PROTECTION PLAN - FIRST FLOOR, AREA C
	IP-101-D-V - INTERIORS - WALL PROTECTION PLAN - FIRST FLOOR, AREA D
	IP-102-B-V - INTERIORS - WALL PROTECTION PLAN - SECOND FLOOR, AREA B
	Q-101-B2-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA B2
	Q-101-C3-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA C3
	Q-101-C4-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA C4
	Q-101-D1-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA D1
	Q-101-D2-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA D2
	Q-102-B2-V - EQUIPMENT - FLOOR PLAN - SECOND FLOOR AREA B2


	1109 A-432-V - ARCHITECTURAL - INTERIOR ELEVATIONS
	Sheets
	A-10C-V - ARCHITECTURAL - FLOOR PLAN - CRAWLSPACE OVERALL
	A-101-A2-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA A2
	A-101-A4-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA A4
	A-101-B2-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA B2
	A-101-C3-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA C3
	A-101-C4-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA C4
	A-101-D1-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA D1
	A-101-D2-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA D2
	A-101-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR OVERALL
	A-102-B2-V - ARCHITECTURAL - FLOOR PLAN - SECOND FLOOR AREA B2
	A-102-V - ARCHITECTURAL - FLOOR PLAN - SECOND FLOOR OVERALL
	A-103-V - ARCHITECTURAL - FLOOR PLAN - ROOF
	A-201-V - ARCHITECTURAL - EXTERIOR ELEVATIONS
	A-202-V - ARCHITECTURAL - EXTERIOR ELEVATIONS
	A-203-V - ARCHITECTURAL - EXTERIOR ELEVATIONS
	A-204-V - ARCHITECTURAL - EXTERIOR ELEVATIONS
	A-301-V - ARCHITECTURAL - BUILDING SECTIONS
	A-401-V - ARCHITECTURAL - ENLARGED ELEVATOR PLANS AND SECTIONS
	A-402-V - ARCHITECTURAL - ENLARGED STAIR PLANS AND SECTIONS
	A-403-V - ARCHITECTURAL - ENLARGED STAIR PLANS AND SECTIONS
	A-431-V - ARCHITECTURAL - INTERIOR ELEVATIONS
	A-432-V - ARCHITECTURAL - INTERIOR ELEVATIONS
	A-438-V - ARCHITECTURAL - INTERIOR ELEVATIONS
	A-602-V - ARCHITECTURAL - DOOR SCHEDULE
	AC-101-B-V - ARCHITECTURAL - REFLECTED CEILING PLAN - FIRST FLOOR AREA B
	AC-101-C-V - ARCHITECTURAL - REFLECTED CEILING PLAN - FIRST FLOOR AREA C
	AC-101-D-V - ARCHITECTURAL - REFLECTED CEILING PLAN - FIRST FLOOR AREA D
	AC-102-B-V - ARCHITECTURAL - REFLECTED CEILING PLAN - SECOND FLOOR AREA B
	AG-101-B-V - WAYFINDING - ROOM_REG LOCATION PLAN - FIRST FLOOR AREA B
	AG-101-C-V - WAYFINDING - ROOM_REG LOCATION PLAN - FIRST FLOOR AREA C
	AG-101-D-V - WAYFINDING - ROOM_REG LOCATION PLAN - FIRST FLOOR AREA D
	AG-102-B-V - WAYFINDING - ROOM_REG LOCATION PLAN - SECOND FLOOR AREA B
	AG-111-B-V - WAYFINDING - LIFE SAFETY LOCATION PLAN - FIRST FLOOR AREA B
	AG-111-C-V - WAYFINDING - LIFE SAFETY LOCATION PLAN - FIRST FLOOR AREA C
	AG-111-D-V - WAYFINDING - LIFE SAFETY LOCATION PLAN - FIRST FLOOR AREA D
	AG-112-B-V - WAYFINDING - LIFE SAFETY LOCATION PLAN - SECOND FLOOR AREA B
	AG-601-V - WAYFINDING - ROOM_REG MESSAGE SCHEDULE - FIRST FLOOR
	AG-602-V - WAYFINDING - ROOM_REG MESSAGE SCHEDULE - FIRST FLOOR (CONTINUED)
	AG-603-V - WAYFINDING - ROOM_REG MESSAGE SCHEDULE - FIRST FLOOR (CONTINUED)
	I-602-V - INTERIORS - ROOM FINISH SCHEDULE - FIRST FLOOR CONT.
	IF-101-B2-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA B2
	IF-101-C3-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA C3
	IF-101-C4-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA C4
	IF-101-D1-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA D1
	IF-101-D2-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA D2
	IF-102-B2-V - INTERIORS - FURNITURE PLAN - SECOND FLOOR, AREA B2
	IN-101-B-V - INTERIORS - FLOOR PATTERN PLAN - FIRST FLOOR, AREA B
	IN-101-C-V - INTERIORS - FLOOR PATTERN PLAN - FIRST FLOOR, AREA C
	IN-101-D-V - INTERIORS - FLOOR PATTERN PLAN - FIRST FLOOR, AREA D
	IP-101-B-V - INTERIORS - WALL PROTECTION PLAN - FIRST FLOOR, AREA B
	IP-101-C-V - INTERIORS - WALL PROTECTION PLAN - FIRST FLOOR, AREA C
	IP-101-D-V - INTERIORS - WALL PROTECTION PLAN - FIRST FLOOR, AREA D
	IP-102-B-V - INTERIORS - WALL PROTECTION PLAN - SECOND FLOOR, AREA B
	Q-101-B2-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA B2
	Q-101-C3-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA C3
	Q-101-C4-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA C4
	Q-101-D1-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA D1
	Q-101-D2-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA D2
	Q-102-B2-V - EQUIPMENT - FLOOR PLAN - SECOND FLOOR AREA B2


	1115 A-438-V - ARCHITECTURAL - INTERIOR ELEVATIONS
	Sheets
	A-10C-V - ARCHITECTURAL - FLOOR PLAN - CRAWLSPACE OVERALL
	A-101-A2-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA A2
	A-101-A4-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA A4
	A-101-B2-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA B2
	A-101-C3-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA C3
	A-101-C4-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA C4
	A-101-D1-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA D1
	A-101-D2-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA D2
	A-101-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR OVERALL
	A-102-B2-V - ARCHITECTURAL - FLOOR PLAN - SECOND FLOOR AREA B2
	A-102-V - ARCHITECTURAL - FLOOR PLAN - SECOND FLOOR OVERALL
	A-103-V - ARCHITECTURAL - FLOOR PLAN - ROOF
	A-201-V - ARCHITECTURAL - EXTERIOR ELEVATIONS
	A-202-V - ARCHITECTURAL - EXTERIOR ELEVATIONS
	A-203-V - ARCHITECTURAL - EXTERIOR ELEVATIONS
	A-204-V - ARCHITECTURAL - EXTERIOR ELEVATIONS
	A-301-V - ARCHITECTURAL - BUILDING SECTIONS
	A-401-V - ARCHITECTURAL - ENLARGED ELEVATOR PLANS AND SECTIONS
	A-402-V - ARCHITECTURAL - ENLARGED STAIR PLANS AND SECTIONS
	A-403-V - ARCHITECTURAL - ENLARGED STAIR PLANS AND SECTIONS
	A-431-V - ARCHITECTURAL - INTERIOR ELEVATIONS
	A-432-V - ARCHITECTURAL - INTERIOR ELEVATIONS
	A-438-V - ARCHITECTURAL - INTERIOR ELEVATIONS
	A-602-V - ARCHITECTURAL - DOOR SCHEDULE
	AC-101-B-V - ARCHITECTURAL - REFLECTED CEILING PLAN - FIRST FLOOR AREA B
	AC-101-C-V - ARCHITECTURAL - REFLECTED CEILING PLAN - FIRST FLOOR AREA C
	AC-101-D-V - ARCHITECTURAL - REFLECTED CEILING PLAN - FIRST FLOOR AREA D
	AC-102-B-V - ARCHITECTURAL - REFLECTED CEILING PLAN - SECOND FLOOR AREA B
	AG-101-B-V - WAYFINDING - ROOM_REG LOCATION PLAN - FIRST FLOOR AREA B
	AG-101-C-V - WAYFINDING - ROOM_REG LOCATION PLAN - FIRST FLOOR AREA C
	AG-101-D-V - WAYFINDING - ROOM_REG LOCATION PLAN - FIRST FLOOR AREA D
	AG-102-B-V - WAYFINDING - ROOM_REG LOCATION PLAN - SECOND FLOOR AREA B
	AG-111-B-V - WAYFINDING - LIFE SAFETY LOCATION PLAN - FIRST FLOOR AREA B
	AG-111-C-V - WAYFINDING - LIFE SAFETY LOCATION PLAN - FIRST FLOOR AREA C
	AG-111-D-V - WAYFINDING - LIFE SAFETY LOCATION PLAN - FIRST FLOOR AREA D
	AG-112-B-V - WAYFINDING - LIFE SAFETY LOCATION PLAN - SECOND FLOOR AREA B
	AG-601-V - WAYFINDING - ROOM_REG MESSAGE SCHEDULE - FIRST FLOOR
	AG-602-V - WAYFINDING - ROOM_REG MESSAGE SCHEDULE - FIRST FLOOR (CONTINUED)
	AG-603-V - WAYFINDING - ROOM_REG MESSAGE SCHEDULE - FIRST FLOOR (CONTINUED)
	I-602-V - INTERIORS - ROOM FINISH SCHEDULE - FIRST FLOOR CONT.
	IF-101-B2-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA B2
	IF-101-C3-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA C3
	IF-101-C4-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA C4
	IF-101-D1-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA D1
	IF-101-D2-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA D2
	IF-102-B2-V - INTERIORS - FURNITURE PLAN - SECOND FLOOR, AREA B2
	IN-101-B-V - INTERIORS - FLOOR PATTERN PLAN - FIRST FLOOR, AREA B
	IN-101-C-V - INTERIORS - FLOOR PATTERN PLAN - FIRST FLOOR, AREA C
	IN-101-D-V - INTERIORS - FLOOR PATTERN PLAN - FIRST FLOOR, AREA D
	IP-101-B-V - INTERIORS - WALL PROTECTION PLAN - FIRST FLOOR, AREA B
	IP-101-C-V - INTERIORS - WALL PROTECTION PLAN - FIRST FLOOR, AREA C
	IP-101-D-V - INTERIORS - WALL PROTECTION PLAN - FIRST FLOOR, AREA D
	IP-102-B-V - INTERIORS - WALL PROTECTION PLAN - SECOND FLOOR, AREA B
	Q-101-B2-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA B2
	Q-101-C3-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA C3
	Q-101-C4-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA C4
	Q-101-D1-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA D1
	Q-101-D2-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA D2
	Q-102-B2-V - EQUIPMENT - FLOOR PLAN - SECOND FLOOR AREA B2


	1124 A-602-V - ARCHITECTURAL - DOOR SCHEDULE
	Sheets
	A-10C-V - ARCHITECTURAL - FLOOR PLAN - CRAWLSPACE OVERALL
	A-101-A2-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA A2
	A-101-A4-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA A4
	A-101-B2-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA B2
	A-101-C3-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA C3
	A-101-C4-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA C4
	A-101-D1-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA D1
	A-101-D2-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA D2
	A-101-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR OVERALL
	A-102-B2-V - ARCHITECTURAL - FLOOR PLAN - SECOND FLOOR AREA B2
	A-102-V - ARCHITECTURAL - FLOOR PLAN - SECOND FLOOR OVERALL
	A-103-V - ARCHITECTURAL - FLOOR PLAN - ROOF
	A-201-V - ARCHITECTURAL - EXTERIOR ELEVATIONS
	A-202-V - ARCHITECTURAL - EXTERIOR ELEVATIONS
	A-203-V - ARCHITECTURAL - EXTERIOR ELEVATIONS
	A-204-V - ARCHITECTURAL - EXTERIOR ELEVATIONS
	A-301-V - ARCHITECTURAL - BUILDING SECTIONS
	A-401-V - ARCHITECTURAL - ENLARGED ELEVATOR PLANS AND SECTIONS
	A-402-V - ARCHITECTURAL - ENLARGED STAIR PLANS AND SECTIONS
	A-403-V - ARCHITECTURAL - ENLARGED STAIR PLANS AND SECTIONS
	A-431-V - ARCHITECTURAL - INTERIOR ELEVATIONS
	A-432-V - ARCHITECTURAL - INTERIOR ELEVATIONS
	A-438-V - ARCHITECTURAL - INTERIOR ELEVATIONS
	A-602-V - ARCHITECTURAL - DOOR SCHEDULE
	AC-101-B-V - ARCHITECTURAL - REFLECTED CEILING PLAN - FIRST FLOOR AREA B
	AC-101-C-V - ARCHITECTURAL - REFLECTED CEILING PLAN - FIRST FLOOR AREA C
	AC-101-D-V - ARCHITECTURAL - REFLECTED CEILING PLAN - FIRST FLOOR AREA D
	AC-102-B-V - ARCHITECTURAL - REFLECTED CEILING PLAN - SECOND FLOOR AREA B
	AG-101-B-V - WAYFINDING - ROOM_REG LOCATION PLAN - FIRST FLOOR AREA B
	AG-101-C-V - WAYFINDING - ROOM_REG LOCATION PLAN - FIRST FLOOR AREA C
	AG-101-D-V - WAYFINDING - ROOM_REG LOCATION PLAN - FIRST FLOOR AREA D
	AG-102-B-V - WAYFINDING - ROOM_REG LOCATION PLAN - SECOND FLOOR AREA B
	AG-111-B-V - WAYFINDING - LIFE SAFETY LOCATION PLAN - FIRST FLOOR AREA B
	AG-111-C-V - WAYFINDING - LIFE SAFETY LOCATION PLAN - FIRST FLOOR AREA C
	AG-111-D-V - WAYFINDING - LIFE SAFETY LOCATION PLAN - FIRST FLOOR AREA D
	AG-112-B-V - WAYFINDING - LIFE SAFETY LOCATION PLAN - SECOND FLOOR AREA B
	AG-601-V - WAYFINDING - ROOM_REG MESSAGE SCHEDULE - FIRST FLOOR
	AG-602-V - WAYFINDING - ROOM_REG MESSAGE SCHEDULE - FIRST FLOOR (CONTINUED)
	AG-603-V - WAYFINDING - ROOM_REG MESSAGE SCHEDULE - FIRST FLOOR (CONTINUED)
	I-602-V - INTERIORS - ROOM FINISH SCHEDULE - FIRST FLOOR CONT.
	IF-101-B2-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA B2
	IF-101-C3-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA C3
	IF-101-C4-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA C4
	IF-101-D1-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA D1
	IF-101-D2-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA D2
	IF-102-B2-V - INTERIORS - FURNITURE PLAN - SECOND FLOOR, AREA B2
	IN-101-B-V - INTERIORS - FLOOR PATTERN PLAN - FIRST FLOOR, AREA B
	IN-101-C-V - INTERIORS - FLOOR PATTERN PLAN - FIRST FLOOR, AREA C
	IN-101-D-V - INTERIORS - FLOOR PATTERN PLAN - FIRST FLOOR, AREA D
	IP-101-B-V - INTERIORS - WALL PROTECTION PLAN - FIRST FLOOR, AREA B
	IP-101-C-V - INTERIORS - WALL PROTECTION PLAN - FIRST FLOOR, AREA C
	IP-101-D-V - INTERIORS - WALL PROTECTION PLAN - FIRST FLOOR, AREA D
	IP-102-B-V - INTERIORS - WALL PROTECTION PLAN - SECOND FLOOR, AREA B
	Q-101-B2-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA B2
	Q-101-C3-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA C3
	Q-101-C4-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA C4
	Q-101-D1-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA D1
	Q-101-D2-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA D2
	Q-102-B2-V - EQUIPMENT - FLOOR PLAN - SECOND FLOOR AREA B2



