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1 PROVIDE TAMPER SWITCH ON CONTROL VALVE
ON BRANCHLINE TO ELEVATOR PIT
SPRINKLERS.

2 PROVIDE VALVE SUPERVISION FOR BACKFLOW
PREVENTOR ISOLATION VALVES.

3 PROVIDE VALVE TAMPER AND SPRINKLER FLOW
SWITCH (WITH ASSOCIATED MONITOR
MODULES) FOR EACH SPRINKLER ZONE.
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FLOW SWITCH FOR SPRINKLER RISER.

5 PROVIDE ZERO TIME DELAY FLOW SWITCH AND
VALVE TAMPER SWITCH (WITH MONITOR
MODULES) FOR ELEVATOR MACHINE ROOM.
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LOCATION OF HORIZONTAL EXITS.
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GENERAL NOTES: FLOOR PLAN

KEYED NOTES: FLOOR PLAN

A. REFER TO LIFE SAFETY SHEET G-102-AB FOR
LOCATION OF HORIZONTAL EXITS.

1 INSTALL DUCT SMOKE DETECTOR PER NFPA 72
AND MANUFACTURER'S RECOMMENDATIONS.

2 PROVIDE ZERO TIME DELAY FLOW SWITCH AND
VALVE TAMPER SWITCH (WITH MONITOR
MODULES) FOR ELEVATOR MACHINE ROOM.
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GENERAL NOTES: FLOOR PLAN

KEYED NOTES: FLOOR PLAN

1 INSTALL DUCT SMOKE DETECTOR PER NFPA 72
AND MANUFACTURER'S RECOMMENDATIONS.

2 PROVIDE 24 VDC PHOTOELECTRIC
ADDRESSABLE SMOKE DETECTOR WITH
SOUNDER BASE.  SMOKE DETECTOR MUST
CAUSE THE SOUNDER BASE TO ACTIVATE AND
AN ALARM SIGNAL TO ACTIVATE AT THE FACP
WHICH IS TRANSMITTED TO THE FIRE
DEPARTMENT VIA THE RADIO TRANSMITTER,
BUT MUST NOT ACTIVATE THE BUILDING
EVACUATION ALARM.

SYM DESCRIPTION DATE
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100% FINAL DESIGN
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 1/8" = 1'-0"
1A

LEVEL 1 P125 - AREA A - FIRE SUPPRESSION
0 4'-0" 8'-0" 16'-0"

1 UP TO SECOND FLOOR SOUTH BUILDING
SYSTEM.

2 ZONE CONTROL ASSEMBLIES FOR SOUTH
BUILDING FIRST AND SECOND FLOORS.  SEE
DETAIL SHEET FX-501.  MOUNTING HEIGHT TO
BE NO MORE THAN 7 FEET ABOVE FINISHED
FLOOR.

A. ALL SPRINKLERS SOUTH AND EAST OF THE 2-HOUR
FIRE WALL ARE ON A SEPARATE SPRINKLER
SYSTEM FROM THE SPRINKLERS NORTH AND WEST
OF THE 2-HOUR FIRE WALL.

B. ALL AREAS TO BE HC-1 UNLESS OTHERWISE
NOTED.

GENERAL NOTES: FLOOR PLAN

KEYED NOTES: FLOOR PLAN

SYM DESCRIPTION DATE
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1A

LEVEL 1 P125 - AREA B - FIRE SUPPRESSION
0 4'-0" 8'-0" 16'-0"

1 PROVIDE A SUPERVISED SHUT-OFF VALVE,
CHECK VALVE, 0 SECOND DELAY FLOW SWITCH,
AND TEST VALVE IN THE SPRINKLER LINE
SUPPLYING THE ELEVATOR MACHINE ROOM.
THESE ITEMS MUST BE LOCATED OUTSIDE OF
AND ADJACENT TO THE MACHINE ROOM.
ROUTE TEST VALVE DISCHARGE TO SPLASH
BLOCK IN CRAWL SPACE.

2 ZONE CONTROL ASSEMBLIES FOR NORTH
BUILDING FIRST AND SECOND FLOORS.  SEE
DETAIL SHEET FX-501.  MOUNTING HEIGHT TO
BE NO MORE THAN 7 FEET ABOVE FINISHED
FLOOR.

3 UP TO SECOND FLOOR NORTH BUILDING
SYSTEM.

4 PROVIDE SIDEWALL SPRINKLERS WITH
SPRINKLER GUARDS IN THE ELEVATOR PIT.
LOCATE THE SPRINKLERS NO MORE THAN 2
FEET ABOVE THE PIT FLOOR.

A. ALL SPRINKLERS SOUTH AND EAST OF THE 2-
HOUR FIRE WALL ARE ON A SEPARATE
SPRINKLER SYSTEM FROM THE SPRINKLERS
NORTH AND WEST OF THE 2-HOUR FIRE WALL.

B. ALL AREAS TO BE HC-1 UNLESS OTHERWISE
NOTED.

GENERAL NOTES: FLOOR PLAN

KEYED NOTES: FLOOR PLAN

SYM DESCRIPTION DATE

35% SUBMITTAL 03/08/13

65% SUBMITTAL 04/26/13

65% VE SUBMISSION 11/25/13

100% FINAL DESIGN
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02/14/14

FINAL CORRECTED
SET

03/26/14

1 BID OPTION 11/04/15
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RECEP / CTRL OP
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OFF2 SYST FURN
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2C25
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53 SF

TLT CMDR

2C06
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2C05
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2C02
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120 SF

CHAP OFF
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CHAP OFF
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122 SF

CHAP OFF
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CHAP OFF

2B64
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2C66
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CONF RM/ LIB

2B58
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2B74A

81 SF

REL SP ADM CUB

2B75E

53 SF

REL SP ADM CUB

2B75D

52 SF

REL SP ADM CUB

2B75B
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2B75A

42 SF
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RECEP

2B18

133 SF

ADMIN OFF

2B28

109 SF

ADMIN OFF

2B26

109 SF

ADMIN OFF

2B24

109 SF

ADMIN OFF

2B22

110 SF

ADM CUB

2B31B

54 SF

ADM CUB

2B32A

47 SF

ADM CUB
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LEVEL 2 P125 - AREA B - FIRE SUPPRESSION
0 4'-0" 8'-0" 16'-0"

A. ALL SPRINKLERS SOUTH AND EAST OF THE 2-HOUR
FIRE WALL ARE ON A SEPARATE SPRINKLER
SYSTEM FROM THE SPRINKLERS NORTH AND
WEST OF THE 2-HOUR FIRE WALL.

B. ALL AREAS TO BE HC-1 UNLESS OTHERWISE
NOTED.

GENERAL NOTES: FLOOR PLAN

KEYED NOTES: FLOOR PLAN

1 UP FROM FIRST FLOOR ZONE CONTROL
ASSEMBLY FOR SECOND FLOOR NORTH
BUILDING.

2 PROVIDE SPRINKLERS WITH GUARDS AT THE
TOP OF THE HOISTWAY FED BY A SINGLE
BRANCHLINE. PROVIDE A SUPERVISED
SHUT-OFF VALVE, CHECK VALVE, 0 SECOND
DELAY FLOW SWITCH, AND TEST VALVE IN THE
SPRINKLER LINE SUPPLYING THE HOISTWAY.
THESE ITEMS MUST BE LOCATED OUTSIDE OF
AND ADJACENT TO THE HOISTWAY.  PIPE TEST
VALVE DISCHARGE TO ELEVATOR SUMP.
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35% SUBMITTAL 03/08/13

65% SUBMITTAL 04/26/13
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SET
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HLTH PHY TECH

2C49M

47 SF

HLTH PHY TECH

2C49H

52 SF

HLTH PHY TECH

2C49D

44 SF

HLTH PHY TECH

2C49L

36 SF HLTH PHY TECH

2C49C

36 SF

HLTH PHY TECH

2C49K

36 SF
HLTH PHY TECH

2C49B

37 SFHLTH PHY TECH

2C49J

56 SF

HLTH PHY TECH

2C49A

57 SF

HLTH PHY TECH

2C49N

59 SF

HLTH PHY TECH

2C49E

57 SF

HLTH PHY TECH

2C49G

42 SF

HLTH PHY TECH

2C49F

61 SF

ADMIN OFF HLTH
PHYS

2C47

111 SF

ADMIN OFF HLTH
PHYS

2C45

109 SF

ADMIN OFF HLTH
PHYS

2C43

109 SF

ADMIN OFF HLTH
PHYS

2C41

109 SF

RECEP

2C42

90 SF

ST LNG

2C49P

76 SF

RAD PROT LAB

2C51

201 SF

JAN

2C46

39 SF

CONF LG

2C25

305 SF

COPY

2C32

104 SF

FILE STOR

2C28

47 SF

PVT OFF DEP
CMDR SURG

2C13

115 SF

PVT OFF DEP
CMDR SURG

2C14

115 SF

PVT OFF DEP
CMDR SURG

2C15

114 SF

PVT OFF ACOS
PUB HLTH

2C16

97 SF

PVT OFF CLIN SPT
ADMIN

2C33

116 SF

PVT OFF DEPT
MED

2C31

116 SF PVT OFF DEPT
MED

2C29

116 SF

PVT OFF DEPT
SURG

2C10

119 SF

PVT OFF DEPT
SURG

2C11

114 SF
PVT OFF DEP
CMDR MED

2C12

115 SF

PVT OFF DEP
CMDR SURG

2C17

113 SF

PVT OFF PUB HLTH
ADMIN SPT

2C18

110 SF

PVT OFF PUB HLTH
ADMIN SPT

2C19

106 SF

PVT OFF COMD
EEO

2C21

109 SF

PVT OFF STD
FURN

2C22

112 SF

PVT OFF STD
FURN

2C20

112 SF

TLT CMDR

2C04

53 SF

TLT CMDR

2C06

53 SF

WAIT

2C05

111 SF

WAIT

2C01

65 SF

WAIT

2C02

64 SF

PVT OFF DEPT
MED

2C30

115 SF

PVT OFF DEPT
MED

2C34

116 SF

CHAP OFF

2C77

121 SF

CHAP OFF

2C79

128 SF

CHAP OFF

2C65

122 SF

CHAP OFF

2C63

120 SF

CHAP OFF

2B61

122 SF

CHAP OFF

2C67

122 SF

CHAP OFF

2B64

123 SF

CHAP OFF

2C66

127 SF

CHAP OFF

2C68

134 SF

RELIG PROG
SPLST OFF

2C70

105 SF

RELIG PROG
SPLST OFF

2C71

105 SF

RELIG PROG
SPLST OFF

2C72

105 SF

RELIG PROG
SPLST OFF

2C80

101 SF

REL SP ADM CUB

2B75E

53 SF

REL SP ADM CUB

2B75D

52 SF

ADM CUB

2B12B

52 SF
ADM CUB

2B12C

51 SF

ADMIN OFF

2B08

122 SF

ADMIN OFF

2C37

104 SF

CLRM TABLE W/
CHAIR

2C09

696 SF

STOR SHV

2C07

96 SF

COMM

2B86
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LEVEL 2 P125 - AREA C - FIRE SUPPRESSION
0 4'-0" 8'-0" 16'-0"

A. ALL SPRINKLERS SOUTH AND EAST OF THE 2-
HOUR FIRE WALL ARE ON A SEPARATE
SPRINKLER SYSTEM FROM THE SPRINKLERS
NORTH AND WEST OF THE 2-HOUR FIRE WALL.

B. ALL AREAS TO BE HC-1 UNLESS OTHERWISE
NOTED.

GENERAL NOTES: FLOOR PLAN

KEYED NOTES: FLOOR PLAN

SYM DESCRIPTION DATE

35% SUBMITTAL 03/08/13

65% SUBMITTAL 04/26/13

65% VE SUBMISSION 11/25/13

100% FINAL DESIGN
SUBMISSION

02/14/14

FINAL CORRECTED
SET

03/26/14

1 BID OPTION 11/04/15
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