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GENERAL NOTES:

APPR

DATE

1. ALL WORK SHALL BE PERFORMED AS REQUIRED BY APPLICABLE SECTIONS OF THE ~ 13. THE CONTRACTOR SHALL THOROUGHLY INSPECT THE SITE PRIOR TO 28.  THE CONTRACTOR SHALL GIVE NOTICES, FILE PLANS, OBTAIN PERMITS AND
LATEST EDITION OF NFPA 70, THE NATIONAL ELECTRICAL CODE, IEEE C2, NAVAR CONSTRUCTION TO VERIFY EXISTING CONDITIONS AND SHALL PROVIDE ALL LICENSES, PAY FEES AND BACK CHARGES, AND OBTAIN NECESSARY APPROVALS
51-50AM—2, ALL APPLICABLE UFC STANDARDS AND SPECIFICATIONS, FAA NECESSARY STAKE OUT OF LINE AND GRADE FOR CONDUIT FOR THE CONTRACTING FROM AUTHORITIES THAT HAVE JURISDICTION. IT IS THE CONTRACTOR'S
ADVISORY CIRCULARS AND ALL GOVERNING LOCAL CODES, LAWS, AND/OR OFFICER’S APPROVAL PRIOR TO EXCAVATION. RESPONSIBILITY TO DETERMINE THE REQUIRED NOTICES, PERMITS, LICENSES, FEES,

REGULATIONS. BACK CHARGES AND APPROVALS REQUIRED FOR THIS PROJECT.
14,  THE CONTRACTOR IS RESPONSIBLE FOR PATCHING PAVEMENT AFFECTED BY

2. ALL WORK SHALL COMPLY WITH GUIDELINES IN UFC 3-260-01, PARAGRAPH PROPOSED DUCT SYSTEM OR CONDUIT INSTALLATION. SEE PAVEMENT DETAILS 29. THE CONTRACTOR SHALL MAINTAIN RECORD DRAWINGS ON SITE. RECORD SET
B14—6.7, SPECIAL SAFETY REQUIREMENTS DURING CONSTRUCTION, FOR SETBACK SHEET FOR APPROPRIATE DETAILS. MUST BE COMPLETE AND CURRENT AND AVAILABLE FOR INSPECTION WHEN
DISTANCES OF CONSTRUCTION ACTIVITIES. THE CONTRACTOR SHALL ESTABLISH, IN REQUISITIONS FOR PAYMENT ARE SUBMITTED.
ADVANCE, A SPECIFIC DEMARCATION OR HOLD LINE LOCATION FOR PERSONNEL 15, THE CONTRACTOR SHALL STAKE OUT EACH LIGHT BASE FOR THE CONTRACTING
AND EQUIPMENT DURING THE TIMES OF WORK INTERRUPTION TO ENSURE THE OFFICERS APPROVAL PRIOR TO EXCAVATION. 30. ALL WORK AND MATERIALS SHALL BE GUARANTEED IN WRITING FOR ONE YEAR i
SAFETY OF THE CONTRACTOR AND AIRCRAFT OPERATIONS. FROM DATE OF FINAL ACCEPTANCE. REPAR OR REPLACE DEFECTIVE MATERIALS OR z

INSTALLATION AT NO COST TO OWNER DURING THE GUARANTEE PERIOD. CORRECT

3. CONTRACTOR SHALL, IN THE PRESENCE OF THE CONTRACTING OFFICER, PERFORM 6. TRETHI_:EN(EX%E’;';E %ﬁiﬁg%@ﬁgxg{gﬁ :LTL'L'JV'(E):KNQL AffoggpomNEHiHEMNs DAMAGE CAUSED IN MAKING NECESSARY REPAIRS AND REPLACEMENTS UNDER
A SURVEY OF EXISTING EDGE LIGHTS, THRESHOLD LIGHTS, CENTERLINE LIGHTS, CONTRAGTING OFFICER NOTIFIED PRIOR TO PROCEEDING WITH WORK GUARANTEE AT NO COST TO OWNER. SUBMIT GUARANTEE TO OWNER BEFORE
WAVE OFF LIGHTS AND RUNWAY DISTANCE REMAINING MARKERS TO ASSESS AND ' FINAL PAYMENT.

DOCUMENT THE LOCATION OF ANY NON—FUNCTIONAL OR DAMAGED LIGHTING UNITS

OR ASSOCIATED EQUIPMENT PRIOR TO CONSTRUCTION. ANY DAMAGE OR LoSS OF 17 THE CONTRACTOR SHALL BE RESPONSIBLE FOR LOGATING, SUPRORTING, AND 31. UPON REMOVAL, CONTRACTOR SHALL INVENTORY MAJOR ELECTRICAL ITEMS THAT

FUNCTION SHOWN TO HAVE OCCURRED DURING CONSTRUCTION SHALL BE PROTECTING EXISTING UTILITIES AND ALL NECESSARY COORDINATION. DAMAGE TO ARE REMOVED AND PROVIDE A LIST TO THE OWNER FOR THEIR SELECTION OF

PROMPTLY REPAIRED BY THE CONTRACTOR AT NO EXPENSE TO THE GOVERNMENT. EXISTING FACILITIES (PIPING, CONDUIT, DUCTWORK, ELEVATED OR IN—PAVEMENT TEMS T0 BE RETANED. ALL TEMS REJECTED BY THE OWNER SHALL BECOME THE
LIGHT, AIRFIELD SIGN, ETC) SHALL BE REPAIRED BY THE CONTRACTOR AT PROPERTY OF THE CONTRACTOR AND SHALL BE REMOVED FROM THE SITE,

4, CONSTRUCTION AND MAINTENANCE BY OTHERS MAY OCCUR CONCURRENTLY AND IN HIS/HER EXPENSE.

g';ﬁ%fg:g; glz AESNSJSSSE%E Alféog'ﬁg%mg \IVII-ITIEI Eﬁﬁé?c ON%ECTORS O 32, LIGHTING BALLASTS AND CAPACITORS CONTAINING PCB's AS DEFINED BY THE
18. CONSTRUCTION LIMITS — ALL CONTRACTOR VEHICLES AND TRAFFIC (UNLESS ENVIRONMENTAL PROTECTION AGENCY (EPA), SHALL BE DISPOSED OF IN
COOPERATE WITH THE MAINTENANCE CREWS WHEN WORKING ON THE PROJECT. OTHERWISE AUTHORIZED) SHALL REMAIN WITHIN THE DESIGNATED CONSTRUCTION ACCORDANCE WITH ALL APPLICABLE LOCAL ’FEDERAL AND EPA REGULATIONS
THE CONTRACTOR IS RESPONSIBLE FOR OBTAINING ALL OTHER TRADES' DRAWINGS UMITS OR HAUL ROUTES ’ ’ : o
AND SPECIFICATIONS AND COORDINATING WITH ALL OTHER TRADES DURING BIDDING ‘ o com g e monam v
AND CONSTRUCTION. 33.  PROVIDE CONCRETE FOUNDATION MAINTENANCE PADS FOR ALL FLOOR AND LoD PRISSOWA DIGIER MK THE MK
19.  SEE PHASING PLANS FOR SEQUENCE OF ELECTRICAL WORK. GROUND MOUNTED EQUIPMENT. ORI O T/
JOHNSON, MIRMIRAN & THOMPSONJ

5. THREE WEEKS PRIOR TO REMOVAL OR EXISTING CABLES OR EXCAVATING IN AREA Gannett Fleming
OF EXISTING UNDERGROUND CONDUITS THE CONTRACTOR SHALL MEET WITH THE 20.  ALL FIXTURE, EQUIPMENT AND STRUCTURE LOCATIONS AND ELEVATIONS QUOTED IN 34.  DEMOLITION OF EXISTING CIRCUITS AND DUCTBANKS THAT FEED THROUGH TO A Joint Venture
CONTRACTING OFFICER TO DETERMINE TAXIWAY OR RUNWAY CLOSURE TIMES AND THESE DOCUMENTS MUST BE VERIFIED AND ADJUSTED IF NECESSARY BY THE OTHER EQUIPMENT SHALL OCCUR AFTER NEW INSTALLATION HAS BEEN Trani Bonch Srame: 25452
DURATIONS. THE CONTRACTOR SHALL ARRANGE FOR NAS PATUXENT RIVER CONTRACTOR TO AVOID ANY UNFORESEEN OBSTRUCTIONS AND TO COMPLY WITH COMPLETED. IF THERE ARE ENERGIZED CIRCUITS REMAINING IN DUCTBANKS TO BE Telephore: (757) 4991505
PERSONNEL TO BE ON SITE DURING WORK ON AIRFIELD LIGHTING CABLES. THE ALL REQUIREMENTS OF ALL APPLICABLE NAVFAC, UFC, FAA AND NAS PATUXENT DEMOLISHED, COORDINATE WITH THE CONTRACTING OFFICER TO CONFIRM IF THE
CONTRACTOR SHALL IDENTIFY AND MARK ALL AIRFIELD LIGHTING CABLES PRIOR TO RIVER REQUIREMENTS. CIRCUIT NEEDS TO REMAIN IN SERVICE.

ANY WORK.
A/E INFO
21.  DRAWINGS ARE DIAGRAMMATIC IN NATURE, CONTRACTOR SHALL VERIFY DIMENSIONS 35.  TRAINING WILL BE PROVIDED FOR AIR TRAFFIC CONTROL TOWER PERSONNEL FOR -

6. THE CONTRACTOR SHALL LOCATE ALL UNDERGROUND UTILITIES PRIOR TO ANY PRIOR TO INSTALLATION. CONTRACTOR SHALL COORDINATE ALL WORK WITH OTHER THE ADDED AND MODIFIED AIRFIELD SYSTEMS. THE TRAINING WILL CONSIST OF A

EXCAVATIONS. DIVISION TRADES TO PROVIDE A COMPLETE AND OPERABLE SYSTEM. CONTRACTOR MINIMUM OF TWO (2) 4 HOUR SESSIONS AND ACCOMMODATE 15 PEOPLE AT EACH
SHALL COORDINATE LOCATION OF FIXTURES, DEVICES, ETC. WITH OTHER TRADES IN SESSION. A TRAINING MANUAL SHALL BE PROVIDED AND TWO DVDS WITH A VIDEO —

7. THE LOCATIONS OF UNDERGROUND UTILITIES AND FACILITIES SHOWN ON THE ORDER TO AVOID INTERFERENCES. RECORDING OF THE TRAINING WILL BE PROVIDED. JES. FLETCHER PER CHECKLST
PLANS HAVE BEEN OBTAINED FROM AVAILABLE RECORDS AND ARE BELIEVED TO 36. THE CONTRACTOR SHALL PERFORM AIRFIELD LIGHTING LINE TEST PLAN AND sricon 0 oae 9/27/2016
BE CORRECT. NO GUARANTEE IS MADE AS TO THEIR ACCURACY OR 22. ARCHITECTURAL AND CIVIL FEATURES SHOWN ON THESE DRAWINGS ARE FOR MEGGERING ON ALL CIRCUITS AND SHALL PROVIDE TYPED WRITTEN REPORTS OF pes  RCH |DRW RCH |CHK DJP
COMPLETENESS. COORDINATE ALL ELECTRICAL ITEMS WITH EXISTING FIELD 2?:5?8:&0 D'Igmméﬂf;gROEé’TfUALREZEILRDIL% /;F;%H';E%TF%E/;L’CSQ/;LTRTJ'“C%ON oF ALL TEST RESULTS. —

CONDITIONS. LOCATIONS SHOWN ARE APPROXIMATE AND MAY REQUIRE MINOR e voyon £ CALLAER, PE
ADJUSTMENT IN THE FIELD TO SATISFY THE DESIGN INTENT WALL, CURBS AND PAVEMENT SURFACES. REFER TO EQUIPMENT DRAWINGS FOR 37. ALL LIGHTING CONTROL AND MONITORING SYSTEM DEMOLITION AND INSTALLATION /
' SHALL BE COORDINATED WITH SPAWAR BY THE CONTRACTING OFFICER. AFTER —
ACTUAL LOCATION OF EQUIPMENT. =
CONTRACT AWARD, THE CONTRACTING OFFICER MUST CONTACT SPAWAR FOR S

8. THE CONTRACTOR SHALL LOCATE AND IDENTIFY ALL UNDERGROUND UTILITIES IN SCHEDULING AND FUNDING THE REMOVAL, MODIFICATION AND INSTALLATION OF g Bl N
THE WORK AREA PRIOR TO CONSTRUCTION. ANY UNDERGROUND UTILITIES LOCATED ~ 23-  SYSTEM AND EQUIPMENT GROUNDING CONTINUITY SHALL BE ASSURED AS THE VCU UNITS FROM THE LIGHTING VAULTS. POC FOR THE VCU EFFORT IS o = W
WHICH DO NOT APPEAR ON THE PLANS SHALL BE BROUGHT TO THE ATTENTION REQUIRED BY APPLICABLE SECTIONS OF THE NATIONAL ELECTRICAL CODE. TRAVIS TAYLOR, CODE 5.2.1.1.0, SPAWAR SYSTEMS CENTER ATLANTIC, PH = = - (<,E)

L L)
OF THE CONTRACTING OFFICER. 24.  ALL WIRING SHALL BE TYPE "XHHW" UNLESS OTHERWISE NOTED; MINIMUM WIRING 843-218-5909. : |29 T
SHALL BE #12 (POWER WIRE). ALL WIRE SHALL BE COPPER. MINIMUM CONDUIT 38.  THE CONTRACTOR SHALL COORDINATE ALL WORK WITH AIR OPERATIONS AND 0 = 2 :

9. ANY DAMAGE TO FACILITIES CAUSED BY THE CONTRACTOR SHALL BE PROMPTLY SIZE SHALL BE 3/4". AIRFIELD LIGHTING CABLE SHALL BE FAA TYPE L-824 TYPE GROUND ELECTRONICS MAINTENANCE DIVISION, GEMD, TO ENSURE CRITICAL E > o <
REPAIRED AT THE CONTRACTORS EXPENSE. THE CONTRACTING OFFICER MAY ELECT C., 46 AWG. SYSTEMS REMAIN OPERATIONAL. 2z |ES A g
TO HAVE THE REPAIR PERFORMED BY OTHERS IN WHICH CASE THE CONTRACTOR 29 r ol g
SHALL BE RESPONSIBLE FOR PAYING THE INCURRED COSTS OF REPAIRS. 29 -1

25.  ALL CIRCUIT PROTECTIVE DEVICES SHALL HAVE THE REQUIRED RATING = &j ~E
% M| W
10.  THE CONTRACTOR SHALL BE RESPONSIBLE FOR MAINTAINING CONTINUITY OF ALL INTERRUPTING CAPACITY EQUAL TO OR GREATER THAN THE AVAILABLE < 8 =
SHORT—CIRCUIT CURRENT AT ITS SUPPLY TERMINAL; MINIMUM  INTERRUPTING = <| o
POWER, CONTROL, AND COMMUNICATION FUNCTIONS TO ALL AREAS AFFECTED BY X o
DEMOLITION AND,/OR NEW CONSTRUCTION.COORDINATE ALL DOWN TME OF CAPACITY SHALL BE 10,000 AMPS, SYMMETRICAL A..C. FOR 120/208V SYSTEMS Q & Ol =
SYSTEMS WITH THE CONTRACTING OFFICER AND 14,000 AMPS SYMMETRICAL A.L.C. FOR 277/480V SYSTEMS. REFER TO PANEL L |12Z >
‘ SCHEDULES FOR A.l.C. RATINGS. S =05
=
Po Z2| Y
11 ALL EMPTY CONDUITS SHALL HAVE PULL ROPE INSTALLED. 26. PROVIDE ALL LABOR, MATERIALS, TOOLS, EQUIPMENT, COORDINATION, ADDITIONAL . =N 35
DESIGN AND ALL INCIDENTALS NECESSARY TO PROVIDE A COMPLETE AND < zOx
OPERABLE SYSTEM AS DETAILED ON PLANS TO THE SATISFACTION OF THE - = > [

12.  PRIOR TO SUBMITTING BID, THE CONTRACTOR SHALL VISIT THE SITE AND BE ENGINEER AND THE CONTRACTING OFFICER. COORDINATE ALL WORK WITH THE L 5L 2
THOROUGHLY FAMILIAR WITH THE EXISTING CONDITIONS AND PROPOSED CONTRACTING OFFICER AND ENGINEER BEFORE THE START OF WORK. - e O
CONSTRUCTION. CONTRACTOR SHALL INCLUDE IN THEIR BID ALL MATERIAL, LABOR N
AND ALL INCIDENTALS FOR A COMPLETE INSTALLATION WHETHER SPECIFICALLY | ES ad
CALLED FOR OR NOT. ALL ERRORS, DISCREPANCIES AND MISSED ITEMS SHALL BE ~ 27- MATERIAL AND EQUIPMENT SHALL BE FAA, UL, NEMA, ANSI, IEEE, ADA & CBM T
BROUGHT TO TI_IE ATTENTION OF TI_IE ENCINEER DURING TI_IE BIDDING PROCESS APPROVED OR CERT'F'ED AS REQU'RED FOR |NTENDED SERV'CE. MATER'AL AND SCALE: AS NOTED
BY TI_IE CONTRACTOR. TI_IESE ITEMS SHALL BE INCLUDED IN TI_IE BID PRICE NO INSTALLATION SHALL MEET REQUIREMENTS OF NATIONAL AND STATE ELECTRICAL EPROJECT NO.: 1382137
EXTRA COST WILL BE ALLOWED FOR ANY DISCREPANCY WHICH COULD HAVE BEEN CODE, UFC AND NAVFAC STANDARDS. " NAODBO-17-R-0002
NOTICED AT THE SITE VISIT BY THE CONTRACTOR.

13079987
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AIC AMPERE INTERRUPTING CAPACITY LC LIGHTNING CONTACTOR SWBD SWITCHBOARD
ALCMS AIRPORT LIGHTING CONTROL & E EAST LIR LOW IMPACT RESISTANT
MONITORING SYSTEM EA EACH LPT LOW POINT T NETWORK TERMINATOR GENERAL:
ALSF APPROACH LIGHT SYSTEM WITH EC ELECTRICAL CONTRACTOR LTG LIGHTING T&B TOP AND BOTTOM z
SEQUENTIAL FLASHERS ECH ELECTRIC CABINET HEATER T/W TAXIWAY n DETAIL
ALT ALTERNATE EF EXHAUST FAN MAX MAXIMUM TBD TO BE DETERMINED
ALUM ALUMINUM £l EXPANSION  JOINT MCC MOTOR CONTROL CENTER c CABLE TRAY~-CABLE \E-001/ ——— SHEET NUMBER ON WHICH DETALL IS SHOWN
AMP AMPERE fL ELEVATION — GRADE OR MET METAL I THICKENED EDGE _(TJQFSLES I_IIJI-I:-ZESTIGNATION (TYPICAL) DESCRIPTION PER CABLE SCHEDULE
AMU MEGGERING UNIT BUILDING MFG MANUFACTURING TEMP TEMPORARY :
THERMOPLASTIC WIRE
ANS| AMERICAN NATIONAL STANDARDS EMT ELECTRICAL METALLIC TUBING MISC MISCELLANEOUS TRANS TRANSITION OR TRANSFORMER i : DUCTBANK SECTION LOOKING IN DIRECTION OF ARROWS.
INSTITUTE (CONDUIT) MLO MAIN LUG ONLY e TELEPHONE TERMINAL BOARD {[ LXLA] ™ SPARE DUCT (TYPICAL).
AP ACCESS PANEL ENCL ENCLOSURE mm MILLIMETERS TTC TELEPHONE TERMINAL CABINET H \— INDICATES BOTTOM OF DUCT.
APPROX APPROXIMATE EP EXPLOSION PROOF MOA MULTI-OUTLET ASSEMBLY TYP TYPICAL EXISTING CABLE DESIGNATION (TYPICAL) DESCRIPTION PER CABLE
A - T
EQUIP EQUIPMENT UFC UNITED FACILITIES CRITERIA OCCUPIED DUCT. UNIDENTIFIED CABLE.
ATCT AR TRAFFIC CONTROL TOWER EST ESTIMATE(D) MTD MOUNTED UH UNIT HEATER ’
o O g oo Eae
EUH ELECTRIC UNIT HEATER uL UNDERWRITER LABORATORIES g
AUX AUXILIARY oW EACH WAY MW MONITORING WELL UON UNLESS OTHERWISE NOTED ! CONSTRUCTION  NOTE SYMBOL e e
AVG AVERAGE EX EXISTING UPS UNINTERRUPTIBLE POWER e L oy . C
AWG AMERICAN WIRE GAUGE EXP EXPANSION N NORTH SUPPLY TE ST O WRAD, Ut 0. 2,
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BW BOTH WAYS FLEX FLEXIBLE 0C ON CENTER w/ WITH . TYPE SlZE PRROVED —
. CONDUIT FLOLS §5§?§5L LENS OPTICAL LANDING 83 8%2:EEEADDIAMETER W/0 WITHOUT 50753457
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FS FAST INTERNET SWITCH AND sarisractory 10 owte 9/27/2016
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CTR CENTER HPT HIGH POINT PCC SLAB POWER 1—#8 AWG GND <Z( =5 < -
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LIGHTING: (E-SERIES SHEETS)

P erfer a Wel &

FLUORESCENT LIGHTING FIXTURE

HID OR INCANDESCENT LIGHT FIXTURE DEDICATED FOR
EMERGENCY/STANDBY ILLUMINATION

POLE STANDARD LIGHT FIXTURE (ONE LUMINAIRE INDICATED)
EXIT SIGN FIXTURE (SINGLE FACE UNIVERSAL WALL MOUNTED)

EXIT SIGN FIXTURE W/DIRECTIONAL ARROWS
(DOUBLE FACE UNIVERSAL MOUNT INDICATED)

EXIT LIGHTING FIXTURE. ARROW, WHEN USED, INDICATES
DIRECTION

SWITCH, SINGLE POLE
SWITCH, 3—-WAY
EMERGENCY BATTERY POWERED LIGHTING UNIT

LIGHTING FIXTURE TYPE. SEE LIGHTING FIXTURE SCHEDULE ON
SHEET E-603

COMBINATION EMERGENCY BATTERY POWERED
LIGHTING UNIT/EXIT LIGHT FIXTURE

GROUNDING: (E-SERIES SHEETYS)

‘

v

@_

L

EARTH GROUND
GROUND ROD

GROUND TEST WELL

EXOTHERMIC WELD

GROUND PIGTAIL
GROUND BAR

2 |
GENERAL POWER: (E-SERIES SHEETS)
Q MOTOR (HORSEPOWER INDICATED ON PLANS)
DRY TYPE TRANSFORMER
N GENERATOR
Bl THERMOSTAT
SPD SURGE PROTECTION DEVICE
‘%’ UNIT HEATER
D- SPECIAL PURPOSE RECEPTACLE
D) EQUIPMENT CONNECTION AS NOTED
N FUSED DISCONNECT SWITCH
EXISTING PAD MOUNTED SWITCH
= | PAD MOUNTED SWITCH

a—INDICATES FRONT
EXISTING PAD MOUNTED TRANSFORMER

INDICATES FRONT
:‘/—PAD MOUNTED TRANSFORMER

PANELBOARDS: (E-SERIES SHEETYS)

PANELBOARD—208/120V, 3—PHASE
PANELBOARD-480,/277V, 3—PHASE

PANELBOARD-120/240V

GENERAL POWER: (E-SERIES SHEETS)

DENOTES SPECIFIC DEVICE REQUIREMENTS—-SEE

wP—-—""_  ABBREVIATIONS

DUPLEX RECEPTACLE, 20 AMP RATED

GFle DENOTES SPECIFIC DEVICE REQUIREMENTS-SEE

©
ulfs:

ABBREVIATIONS
JUNCTION BOX
DISCONNECT SWITCH
3P = NO. OF POLES, 60 = SWITCH RATING,
40 = FUSE RATING
FUSED DISCONNECT SWITCH
MOTOR STARTER
COMBINATION MOTOR STARTER
CONTACTOR
MANUAL MOTOR STARTER SWITCH WITHOUT OVERLOADS
MANUAL MOTOR STARTER SWITCH WITH THERMAL OVERLOADS

MANUAL MOTOR STARTER SWITCH WITHOUT OVERLOADS WITH
PILOT LIGHT

MISCELLANEOUS: (E-SERIES SHEETYS)

AN SECTION IDENTIFICATION
5 SECTION NOMENCLATURE
SHEET NUMBER ON WHICH SECTION IS SHOWN
BLDG PLANS

|

SITE WORK
DETAIL IDENTIFICATION
@ DETAIL NOMENCLATURE
SHEET NUMBER ON WHICH DETAIL IS SHOWN
C COMMUNICATION
E ELECTRIC UNDERGROUND PRIMARY
ES ELECTRIC UNDERGROUND SECONDARY
T TELEPHONE
OHE OVERHEAD ELECTRIC
——OHT— OVERHEAD TELEPHONE
G GROUNDING
O POWER POLE (HEIGHT AND CLASS AS INDICATED)
® | HH—x HANDHOLE OR MANHOLE
MH—x EXISTING MANHOLE OR HANDHOLE
o REMOVABLE BOLLARD
O NON-REMOVABLE BOLLARD

PANEL NAME AND NUMBER
MDP—1/1
/ \;

CIRCUIT DESIGNATION

CONDUIT FEEDERS (TYP)

JUNCTION BOX INDICATION; ON POWER AND LIGHTING
JUNCTION BOX SIZED IN ACCORDANCE WITH NATIONAL
ELECTRICAL CODE

BRANCH CIRCUIT OR FEEDER WIRING IN CONDUIT

CONDUIT — CONCEALED IN WALL OR CEILING
CONDUIT — EMBEDDED IN FLOOR OR EARTH

S\ CONDUIT TURNED
o CONDUIT TURNED UP
° CONDUIT TURNED DOWN
= CONDUIT CAPPED

- IN-LINE HOME RUN

T CIRCUIT NUMBER

- CIRCUIT HOME RUN

D—— CONDUIT FEEDER IDENTIFICATION

(SEE FEEDER LEGEND ON DRAWING)

/—(3)#8, (1)#10 GRD—1"C.

CONDUIT FEEDER IDENTIFICATION

-— TYPICAL FEEDER WITH NO SIZE IDENTIFICATION....
BY DEFAULT; (2)#12, (1)#12 GRD-3/4"
CONDUIT FOR SINGLE PHASE CIRCUITS.
_OR_
BY DEFAULT; (3)#12, (1)#12 GRD-3/4"
CONDUIT FOR THREE PHASE CIRCUITS.
ALL OTHER FEEDERS WILL BE INDENTIFIED.

EXISTING ONE WIRE GROUND (STATIC) — §” STEEL

S REMOVE EXISTING OPEN 3 WIRE 240/480 VOLT
SECONDARY CIRCUIT

UP UNDERGROUND CONDUIT CONCRETE ENCASED
(UP = UNDERGROUND PRIMARY)

EXISTING UNDERGROUND CONDUIT. CONCRETE ENCASED
(US = UNDERGROUND SECONDARY)

USL REMOVE EXISTING CIRCUIT. ABANDON CONDUIT IN PLACE

AIRFIELD ELECTRICAL: (EA-SERIES SHEETS)

loogod - ALSF-1 5 LIGHT CONDUIT MOUNT CENTERLINE BARRETT WITH
SEQUENTIAL FLASHER.

oogoo — ALSF—1 5 LIGHT MG-20 MAST MOUNT CENTERLINE BARRETT WITH
SEQUENTIAL FLASHER.

lood — ALSF-1 TERMINATING BAR.
loocod - ALSF—1 PRE-THRESHOLD BAR.
@ - SIZE D HANDHOLE.

— DUCTBANK, SIZE AS NOTED, SEE SHEET EAQOZ FOR CABLE
SCHEDULE WITH CABLE ID NUMBERS, CABLE AND CONDUIT SIZES.

% _

o . WETLANDS
@ [ - ELECTRICAL HANDHOLE OR MANHOLE, SIZE AS NOTED.
] - BUILDING, STRUCTURE OR EQUIPMENT AS NOTED.

®
|

WAVE-OFF LIGHT.
12 FOOT WINDCONE, FAA TYPE L-807.

UTILITY TRANSFORMER (BY SMECO)

.07

OLS POWER OR CONTROL RECEPTACLE AS NOTED.

SINGLE LINE: (E-SERIES SHEETS)

@

ad

>
=

D_+

—

w

——

ENCRE

%Q.

MOLDED CASE CIRCUIT BREAKER

FUSED SWITCH

DISCONNECT SWITCH

DELTA CONNECTION

GROUNDED WYE CONNECTION

CABLE OR BUS, TYPE AND CHARACTERISTICS AS INDICATED

MOTOR STARTER

MANUAL MOTOR STARTER WITH MOTOR OVERLOAD PROTECTION.

XP INDICATES RATED FOR CLASS 1, DIVISION 1, GROUP D
LOCATION.

MOTOR TERMINATION

AUTOMATIC TRANSFER SWITCH

MOTOR STARTER LOCATED IN MCC.

1" INDICATES SECTION POSITION

"A” INDICATES BUCKET POQSITION

“L" INDICATES LEFT OR RIGHT POSITION

"S1” INDICATES STARTER TYPE AND SIZE. IN THIS EXAMPLE.

SIZE 1 FVNR.
METER AS NOTED

GROUND FAULT SENSOR

DIGITAL POWER METER

SWITCH, TOGGLE

"b” DENOTES SWITCH CONTROL
"X=2" DENOTES TWO POLE SWITCH
"X=3" DENOTES THREE POLE SWITCH
"X=4" DENOTES FOUR POLE SWITCH
"WP” DENOTES WEATHER PROOF

"T" DENOTES TIMER SWITCH

MOTOR OPERATED DAMPER

POWER TRANSFORMER

EXISTING TO NEW CONNECTION

CUTOFF SWITCH

APPR

DATE

DESCRIPTION

SYM

Professional Certification
| HEREBY CERTIFY THAT THESE DOCUMENTS WERE
PREPARED OR APPROVED BY ME, AND THAT | AM A DULY

LICENSED PROFESSIONAL ENGINEER UNDER THE
THE STATE OF MARYLAND, LICENSE NO. 24789,

EXPIRATION DATE: 07/05/17.

LAWS OF

SEAL

JOHNSON, MIRMIRAN & THOMPSON

Gannett Fleming

A Joint Venture
272 Bendix Road, Suite 260
Virginia Beach, Virginia, 23452
Telephone: (757) 499-1895

Web: www.jmt.com

A/E INFO

APPROVED

FOR COMMANDER NAVFAC
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JAMES FLETCHER PER CHECKLIST
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oae 9/27/2016
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NAVAL FACILITIES ENGINEERING COMMAND

NAVFAC WASHINGTON

DEPARTMENT OF THE NAVY

WASHINGTON, D.C.

PATUXENT RIVER, MARYLAND

FY16 SPECIAL PROJECT RM12-2137
REPAIR RUNWAYS 14-32 & 6-24 - PHASE 2

NAVAL AR STATION PATUXENT RIVER

IPT BLUE

ELECTRICAL FACILITIES LEGENDS

SCALE:
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e

CONSTRUCTION NOTES

1

10

11

AR TRAFFIC CONTROL TOWER.

AIRFIELD LIGHTING VAULT 1710.
AIRFIELD LIGHTING VAULT 155.

WINDCONE

PROVIDE HANDHOLE # C150 PER DETAIL 1,
PROVIDE HANDHOLE # C151 PER DETAIL 1,
PROVIDE HANDHOLE # C152 PER DETAIL 1,
PROVIDE HANDHOLE # C153 PER DETAIL 1,
PROVIDE HANDHOLE # C157 PER DETAIL 1,

PROVIDE HANDHOLE # C158 PER DETAIL 1,

SHEET EASO1

SHEET EAS01

SHEET EAS01

SHEET EA501

SHEET EA501

SHEET EAS01

PROVIDE 2 WAY—-4 INCH COMMUNICATION DUCTBANK

APPR

DATE

SYM DESCRIPTION

LICENSED PROFESSIONAL ENGINEER UNDER THE
THE STATE OF MARYLAND, LICENSE NO. 24789,
EXPIRATION DATE: 07/05/17.

JOHNSON, MIRMIRAN & THOMPSON}
Gannett Fleming

A Joint Venture

272 Bendix Road, Suite 260

Virginia Beach, Virginia, 23452

Telephone: (757) 499-1895
Web: www.jmt.com

APPROVED —

FOR COMMANDER NAVFAC

ACTIVITY

JAMES FLETCHER PER CHECKLIST
simseacrory 10 AT 9/27/2016

oes RCH |DRW RCH |CHK DJP

PM,/DM RH

BRANCH MANAGER

CHEF ENg/arcH E. GALLAHER, PE
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SCALE: AS NOTED

EPROJECT NO.: 1382137

CONSTR. CONTR. NO.
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EA100
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A E
| CONSTRUCTION NOTES
| 5
| 1| PROVIDE ALSF—1 5 LIGHT MG-20 MAST MOUNT CENTERLINE BARRETT
| WITH SEQUENTIAL FLASHER.
|
| 2| PROVIDE ALSF—1 5 LIGHT CONDUIT MOUNT MAST MOUNT CENTERLINE
} BARRETT WITH SEQUENTIAL FLASHER.
} 3| PROVIDE SEQUENCED FLASHER POWER SUPPLY AND JUNCTION BOX.
} 4 | MAINTAIN 25 FOOT BUFFER FROM WETLANDS WHEREVER POSSIBLE TO
| MINIMIZE ANY IMPACTS TO WETLANDS. ]
| £
o P \ 5| |INSTALL FLASHER POWER SUPPY AND JUNCTION BOX OUTSIDE OF 5
o } WETLAND BUFFER AREA. &
= | ;
// P |
- //4\ - / }
- |
- 7 |
= — }
- |
L —— - RUNWAY 6 APPROACH }
_— - o ‘
_—— - ‘
S\ 1yp. oF 5 }
EA503 ' |
WETLAND BUFFER |
|
|
| Professional Certification
/ o~ M ~N| N ™ o~ M [a\] o) N[ ~ | o \N %ﬁmﬁmﬁﬁ%v
4800 FT BAR | 2700 FT BAR ™ 2600 FT BAR oo | 2500 FT BAR o~ =< 2300 FT BAR =] 2200 FT BAR ~ 2100 FT BAR — — } 5 BPRATON ORE: 0708/ 17 e
— ' — — il ol i R o w JOHNSON, MIRMIRAN & THOMPSON]
| | E Gannett Fleming
- - - - ] - -] I - -] ] - - \ 'iJ A Joint Venture
] ] 1 ] - . = ] J—— — I — | @) 2‘72. Bendix Roqq, Sgite 260
N T o = = = . — = Ny v S ot
— _— x 3 Web: www.jmt.com
N\ - - —— 2400 FT BAR 2000 FT BAR T
| Sregs ) TYP- OF 11 g
\ 2900 FT BAR } AE INFO
: 3000 FT BAR
|
|
} GEN ERAL NOTE FOR COMMANDER NAVFAC
} SYMBOLS ON THIS SHEET ARE OVERSIZED FOR CLARITY AND EQUIPMENT
| LOCATIONS ARE NOT TO SCALE, REFER TO DETAILS ON EA500 SERIES R 77/ T
| SHEETS AND ALSF—1 LAYOUT ON EA601 FOR MORE INFORMATION.
5= RCH ]orw RCH o« DJP
\ PM/OM  RH
(] - ‘ BRANCH MANAGER
O } CHEF ENG/aRcH E. GALLAHER, PE
]
| BEE
S
-~ CONSTRUCTION LEGEND 3 gz E
| o 3=
| oogod — ALSF—1 5 LIGHT CONDUIT MOUNT CENTERLINE BARRETT WITH g = (<,E)
| SEQUENTIAL FLASHER. 2 4% T
| : | ]
\ oogeo — ALSF—1 5 LIGHT MG—20 MAST MOUNT CENTERLINE BARRETT 0 = N . %
| WITH SEQUENTIAL FLASHER. = =N | =
| §z '<D—( S N| S
| @ - SIZE D HANDHOLE. S [ER S| E
z0O — =
} — — DUCTBANK, SIZE AS NOTED, SEE SHEET EA002 FOR CABLE A =z O g 8
| SCHEDULE WITH CABLE ID NUMBERS, CABLE AND CONDUIT W (% '-,%J ) |
| SIZES. 2 .
| = 8:) :I'I =
\ 2 — DUCTBANK SECTION CALLOUT, SEE SHEET EAQO2 FOR DETAILS. 2 N ) é
| > |2 > B
< |les<l »
Z |=0
Z Sm= =
%%W—WETLANDS '23325
/ (a D
§ = O Y 3
w S -
KEY MAP GRAPHIC SCALE £ =X E
% » <
= 2 al
2 .5 U
(=) al =
0 50’ 100’ 200" | AS NOTED
) S e — | 1S
— N40080-17-R—0002
RUNWAY 24 NAVFAC DR?W§60N709991
- SHEET 133  oF 191




1 2 3 4 | 5

MATCHLINE SHEET EA101
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APPR

CONSTRUCTION NOTES

% 1| PROVIDE ALSF—1 5 LIGHT CONDUIT MOUNT CENTERLINE BARRETT WITH -
SEQUENTIAL FLASHER.
2 | PROVIDE ALSF—1 CONDUIT MOUNT 1000 FOOT CROSSBAR 8 LIGHT
BUSE ROAD BARRETT.
L0
g 5] PROVIDE ALSF—1 5 CONDUIT MOUNT LIGHT CENTERLINE BARRETT. D
Ll
H 4| PROVIDE SEQUENCED FLASHER POWER SUPPLY AND JUNCTION BOX.
Ll
& | PROVIDE APPROACH LIGHTING FLASHER MASTER CONTROL CABINET AND 5
u JUNCTION BOX. INSTALL MASTER CONTROL CABINET AND JUNCTION BOX z
= 400 FEET FROM RUNWAY 6-24 CENTERLINE. A
I
O &
<
S
RUNWAY 6 APPROACH
5 OF 10 2
~\ensoz ) T TYP. OF 2
: “ | “ | | | | | x 1000 FT BAR L2 '
~ TYP. OF 2 Fmsg?'r:allmcne&rgﬁcationm C
- ~[-] ] e ~]- - - ~[- R SR T R R
1800 FT BAR 1700 FT BAR 1600 FT BAR 1500 FT BAR 1400 FT BAR 1300 FT BAR 1200 FT BAR 1100 FT BAR [<T— 900 FT BAR 800 FT BAR T ST OF WD, LB W0, 208,
N|IM
§| ® ‘(:l © ﬁ o« § © ﬁ o S o § ‘ JOHNSON, MIRMIRAN & THOMPSONJ
< Gannett Fleming
—~— &L —— \iﬁ —— —~— j - @ - - | - |§:| A Joint Venture
— — T~ J U — r\-..'// <0 I\-'// = ~T5 I‘J"'/’ —C J (TF— —_— J\,l/‘ 272 Bendix Road, Suite 260
e | I W4 N~ — — . ——— ——— e - irginia Beach, Virginia,
L W A \%7[ \\Lb&L - \\%.DEI//\ : }Lﬁ//\\ // ) . ) vTe?ephoni: (;57v) %9942839252
—— S // ‘ Web: www.jmt.com
\\\ x V4]‘/x x
|
A/E INFO
J w|= APPROVED —
o\~
%r)/ GEN ERAL NOTE FOR COMMANDER NAVFAC
’\ ACTMITY
C104 SYMBOLS ON THIS SHEET ARE OVERSIZED FOR CLARITY AND EQUIPMENT
PY LOCATIONS ARE NOT TO SCALE, REFER TO DETAILS ON EA500 SERIES ;ﬁ!ﬁ&? C'ﬁi?g%@fz%ﬁ%mm
SHEETS AND ALSF—1 LAYOUT ON EA601 FOR MORE INFORMATION.
o™ bes RCH [orw RCH [cr< DJP
8 PM/DM RH
‘ <E BRANCH MANAGER
107 “ CONSTRUCTION LEGEND e E o, P
- _— —_ —_ - D —uw ;
B e - — & looged - ALSF—1 5 LIGHT CONDUIT MOUNT CENTERLINE BARRETT WITH 2 g %
= Z
A _/] | u SEQUENTIAL FLASHER. | o\
EAS03 - - J o 3= W
/LL\\ T looood - ALSF—1 5 LIGHT CONDUIT MOUNT CENTERLINE BARRETT WITH 2 2|= )
/ O HANDHOLE. A o <
. < : |Eoz
[oooooood — ALSF-1 1000 FOOT CONDUIT MOUNT CROSSBAR & RN
(%) = 1 I
o o N )
@ - SIZE D HANDHOLE. 5 X< 5
gz |[E= 9 2
—— — DUCTBANK, SIZE AS NOTED, SEE SHEET EA002 FOR CABLE a 39 “- o %
SCHEDULE WITH CABLE ID NUMBERS, CABLE AND CONDUIT W 2 % 5 3| =
SIZES. T O © =
° N D M|
— ELECTRICAL HANDHOLE OR MANHOLE, SIZE AS NOTED. %‘: 8:) <| =
| 5
LI BUILDING, STRUCTURE OR EQUIPMENT AS NOTED. % g' 3 (>/_) a-
> | < -
- 2 — DUCTBANK SECTION CALLOUT, SEE SHEET EA002 FOR DETAILS. <Z‘: = 0 < &
— [
— = XA > LU ; =
25 2| &
z WD =
2 =zO x| =
w o
GRAPHIC SCALE = BT E
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MATCHLINE THIS SHEET .
| CONSTRUCTION NOTES
E 3 ; ; 1| PROVIDE ALSF—1 5 CONDUIT MOUNT LIGHT CENTERLINE BARRETT. -
FA507
/V 2| PROVIDE ALSF—1 CONDUIT MOUNT 3 LIGHT OUTER TERMINATING BAR.
3| PROVIDE ALSF—1 CONDUIT MOUNT 5 LIGHT OUTER PRE—THRESHOLD
BAR.
4| PROVIDE 12 FT WINDCONE, ROUTE 2
5| RINSE RACK BUILDING 1337. _
6| ROUTE 2—#10AWG + 1-#10 GND IN 2" PVC CONDUIT TO BLDG 1337,
CONNECT TO EXISTING BREAKER. 2
5
A
Z% GENERAL NOTE
e L SYMBOLS ON THIS SHEET ARE OVERSIZED FOR CLARITY AND EQUIPMENT
5, ~7 LOCATIONS ARE NOT TO SCALE, REFER TO DETAILS ON EA500 SERIES
7 %\ SHEETS AND ALSF—1 LAYOUT ON EA601 FOR MORE INFORMATION.
SEN
oood — ALSF—1 5 LIGHT CENTERLINE BARRETT WITH HANDHOLE.
ood - ALSF—1 TERMINATING BAR.
Professional Certificati
P oood - ALSF—1 PRE-THRESHOLD BAR. o e v
THE STATE OF MARYLAND, LICENSE NO. 24789,
/ % @ - SIZE D HANDHOLE. —
/ JOHNSO;I, m,nn:;n:;le :I:I",HOMPSONI
/ — — DUCTBANK, SIZE AS NOTED, SEE SHEET EA002 FOR a ) J"’ ."t ’ t"’
/ Y CABLE SCHEDULE WITH CABLE ID NUMBERS, CABLE oint venture
e AND CONDUIT SIZES W 272 Bendix Road, Suite 260
/ \\ / . VTW‘;WQ Begch, Virginia, 23452
7 ¥ eephong (757) 499-1895
7 = w @ | - ELECTRICAL HANDHOLE OR MANHOLE, SIZE AS NOTED. e
\ \‘/
/ /\‘\ \ D— 12 FOOT WINDCONE, FAA TYPE L-807.
/ I A/E INFO
< | } - o \ 2] |- DUCTBANK SECTION CALLOUT, SEE SHEET EA002 FOR
X A i X|A]  DETALS.
- J \
\
\ / / / FOR COMMANDER NAVFAC
/ / /// \ /// ACTMITY
\ P o2 \ = 2
\ ~ 2 o '775 JAMES FLETCHER PER CHECKLIST
~ //7 \ /// é satisraciory 10 Date 9/27/2016
\ - A4 %/ >~ bES RCH [o=w RCH [crx DJP
\ / -~ ‘ \// ,// -~ ;Z:NDCMH MANAE;
- /7' \ é cHIEF ENc/arcH E. GALLAHER, PE
N\ | ’ 1478217.1557E, 222631.452N o : :
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< s| =
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z
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e

MATCHLINE SHEET EA125

MATCHLINE SHEET EA103

GRASS

MATCHLINE SHEET EA105

IAXIWAY A EAST

H1

C107
E100

GRASS

o - T —
™~
™~
WETLAND BUFFER

CONSTRUCTION NOTES

1

10

1

PROVIDE WAVE OFF LIGHT, REFER TO DETAIL 1, SHEET EAS05 FOR
LOCATIONS.

PROVIDE WAVE OFF LIGHT FLASHER CONTROL CABINET, REFER TO DETAIL
1, SHEET EAS05 FOR LOCATIONS.

PROVIDE 12 FT WINDCONE OUTSIDE OF 400 FEET FROM RUNWAY
CENTERLINE, ROUTE 2 — #6 AWG L-824 CABLE IN 2" PVC CONDUIT TO

NEAREST TAXIWAY EDGE LIGHT, ROUTE #4 AWG COUNTERPOISE 8" ABOVE
CONDUIT.

UTILITY TRANSFORMER FOR OLS SITE POWER TRANSFORMER (BY SMECO).
MUST BE INSTALLED MORE THAN 175 FEET FROM RUNWAY EDGE
MARKING. COORDINATE TRANSFORMER INSTALLATION WITH SMECO.
CONTRACTOR SHALL CONNECT TO THE SECONDARY OF SMECO
TRANSFORMER AND PROVIDE SECONDARY CONDUCTORS TO THE OLS SITE.
WAVE OFF SYSTEM CONDUITS, INSTALL OUTSIDE WETLAND BUFFER.

REFER TO SHEET EA401 FOR ENLARGED PLAN.

PROVIDE OLS/WAVE OFF EQUIPMENT STAND.
REFER TO CIVIL PLANS FOR PAVEMENT REMOVAL AND RESTORATION.

PROVIDE 2" PVC CONDUIT WITH 2-#6 AWG L—824 TYPE B CABLE TO
WINDCONE.

PROVIDE 2" PVC CONDUIT WITH 7 #12 AWG WIRES FOR OLS CONTROL
RECEPTACLE.

PROVIDE 2" PVC CONDUIT WITH 5 #4 AWG WIRES FOR OLS POWER
RECEPTACLE.

DUCTBANK IS TO BE INSTALLED IN IDLE PAVEMENT. SEE CIVIL PLANS FOR
RESTORATION TO TURF.

GENERAL NOTE

SYMBOLS ON THIS SHEET ARE OVERSIZED FOR CLARITY AND EQUIPMENT
LOCATIONS ARE NOT TO SCALE, REFER TO DETAILS ON EA500 SERIES
SHEETS AND ALSF—1 LAYOUT ON EA601 FOR MORE INFORMATION.

CONSTRUCTION LEGEND

— DUCTBANK, SIZE AS NOTED, SEE SHEET EAOO2Z FOR
CABLE SCHEDULE WITH CABLE ID NUMBERS, CABLE
AND CONDUIT SIZES.

- ELECTRICAL HANDHOLE OR MANHOLE, SIZE AS NOTED. /" ™\
— BUILDING, STRUCTURE OR EQUIPMENT AS NOTED. \EASOT)
— WAVE-OFF LIGHT. N
— 12 FOOT WINDCONE, FAA TYPE L—807.

— UTILITY TRANSFORMER (BY SMECO)

o

Ll
2 — DUCTBANK SECTION CALLOUT, SEE SHEET EAOO2 FOR
XA DETAILS.
Z

% — WETLANDS

APPR

DATE

DESCRIPTION

SYM

Professional Certification

| HEREBY CERTIFY THAT THESE DOCUMENTS WERE
PREPARED OR APPROVED BY ME, AND THAT | AM A DULY
LICENSED PROFESSIONAL ENGINEER UNDER THE LAWS OF
THE STATE OF MARYLAND, LICENSE NO. 24789,
EXPIRATION DATE: 07/05/17. SEAL

(JOHNSON, MIRMIRAN & THOMPSON
Gannett Fleming

A Joint Venture

272 Bendix Road, Suite 260

Virginia Beach, Virginia, 23452

Telephone: (757) 499-1895
Web: www.jmt.com

A/E INFO

APPROVED

FOR COMMANDER NAVFAC

ACTIVITY

JAMES FLETCHER PER CHECKLIST
simseacrory 10 AT 9/27/2016

oes RCH |DRW RCH |CHK DJP

PM,/DM RH

BRANCH MANAGER

CHEF ENg/arcH E. GALLAHER, PE

WASHINGTON, D.C.

NAVAL FACILITIES ENGINEERING COMMAND
PATUXENT RIVER, MARYLAND

NAVFAC WASHINGTON
PARTIAL SITE PLAN — CONSTRUCTION

KEY MAP

GRAPHIC SCALE
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| D

MATCHLINE SHEET EA104

CONSTRUCTION NOTES

' | PROVIDE WAVE OFF LIGHT, REFER TO DETAIL 1, SHEET EAS05 FOR
LOCATIONS.

2 | PROVIDE WAVE OFF LIGHT FLASHER CONTROL CABINET, REFER TO DETAIL
1, SHEET EAS05 FOR LOCATIONS.

APPR

DATE

ol B g L
= — 3| WAVE OFF SYSTEM CONDUITS
o< 4 X — -
- [/_ —~— _ — ~ P 4| DUCTBANK IS TO BE INSTALLED IN IDLE PAVEMENT. SEE CIVIL PLANS FOR
—— S N\ = RESTORATION TO TURF
/ CT70 P - - :
GRASS n IDLE PAVEMENT ~ 4
2
o 2 3 o2 | 2
2 EAS06 > FA506
} . i E i _ | (2 )
= 7 J - A
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\C-501/ T H | EASOS FA505 |
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( | [ | ' Fmsm;gwcne&rgﬁcation e C
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| ls 1] RUNWAY 6-24 S S s S TR,
?9\ ‘ L|I_J JOHNSON, MIRMIRAN & THOMPSONJ
) . ‘ L Gannett Fleming
[ ) [ ) = ) [ 3} [ 3} | IiJ A Joint Venture
‘ wn 272 Bendix Road, Suite 260
‘ Ll Virginia Beach, Virginia, 23452
Z Telephone: (757) 499-1895
‘ - Web: www.jmt.com
[ | [ )| ‘ EI)
[ — [ ] =
3
A/E INFO
?
A GEN ERAL NOTE FOR COMMANDER NAVFAC
a | _I ACTMITY
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MATCHLINE SHEET EA117

1

2

PROVIDE OLS POWER AND CONTROL RECEPTACLES.

PROVIDE 12 FT WINDCONE, ROUTE 2 — #6 AWG L—824 CABLE IN 2"
PVC CONDUIT TO NEAREST RUNIWAY EDGE LIGHT, ROUTE #4 AWG

COUNTERPOISE 8" ABOVE CONDUIT. WINDCONE MUST BE INSTALLED
MORE THAN 400 FEET FROM RUNWAY CENTERLINE.

UTILITY POWER TRANSFORMER, COORDINATE INSTALLATION WITH UTILITY

(SMECO). CONTRACTOR SHALL CONNECT TO THE SECONDARY OF SMECO
TRANSFORMER AND PROVIDE SECONDARY CONDUCTORS TO THE OLS
SITE.

PROVIDE OLS EQUIPMENT STAND.

PROVIDE 2" PVC CONDUIT WITH 2—#6 AWG L-824 TYPEB CABLES TO
WINDCONE.

PROVIDE 2" PVC CONDUIT WITH 7 #12 AWG WIRES FOR OLS CONTROL
RECEPTACLE. SEE DETAIL 1, SHEET EA403 FOR DETAILED INFORMATION.

PROVIDE 2" PVC CONDUIT WITH 5 #4 AWG WIRES FOR OLS POWER
RECEPTACLE. SEE DETAIL 1, SHEET EA403 FOR DETAILED INFORMATION.

REFER TO OVERALL SITE PLAN, SHEET EA100, FOR DUCT BANK
CONTINUATION.

GENERAL NOTE

SYMBOLS ON THIS SHEET ARE OVERSIZED FOR CLARITY AND EQUIPMENT
LOCATIONS ARE NOT TO SCALE, REFER TO DETAILS ON EA500 SERIES
SHEETS AND ALSF—1 LAYOUT ON EA601 FOR MORE INFORMATION.

CONSTRUCTION LEGEND

AND CONDUIT SIZES.

—— — DUCTBANK, SIZE AS NOTED, SEE SHEET EAOO2 FOR n
CABLE SCHEDULE WITH CABLE ID NUMBERS, CABLE W

— ELECTRICAL HANDHOLE OR MANHOLE, SIZE AS NOTED.

79

— BUILDING, STRUCTURE OR EQUIPMENT AS NOTED.
12 FOOT WINDCONE, FAA TYPE L-807.

— DUCTBANK SECTION CALLOUT, SEE SHEET EA0OZ FOR

<IN

|  DETALS.

[__] - UTIITY TRANSFORMER (BY SMECO)

APPR

DATE

DESCRIPTION

SYM

Professional Certification

| HEREBY CERTIFY THAT THESE DOCUMENTS WERE
PREPARED OR APPROVED BY ME, AND THAT | AM A DULY
LICENSED PROFESSIONAL ENGINEER UNDER THE LAWS OF
THE STATE OF MARYLAND, LICENSE NO. 24789,
EXPIRATION DATE: 07/05/17. SEAL

(JOHNSON, MIRMIRAN & THOMPSON
Gannett Fleming

A Joint Venture

272 Bendix Road, Suite 260

Virginia Beach, Virginia, 23452

Telephone: (757) 499-1895
Web: www.jmt.com

A/E INFO

APPROVED

FOR COMMANDER NAVFAC

ACTIVITY

JAMES FLETCHER PER CHECKLIST
simseacrory 10 AT 9/27/2016

oes RCH |DRW RCH |CHK DJP

PM,/DM RH

BRANCH MANAGER

CHEF ENg/arcH E. GALLAHER, PE

WASHINGTON, D.C.

NAVAL FACILITIES ENGINEERING COMMAND
PATUXENT RIVER, MARYLAND

NAVFAC WASHINGTON
PARTIAL SITE PLAN — CONSTRUCTION
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MATCHLINE SHEET EA116

1

2

PROVIDE OLS POWER AND CONTROL RECEPTACLES.

PROVIDE 12 FT WINDCONE. WINDCONE MUST BE INSTALLED MORE THAN
400 FEET FROM RUNWAY CENTERLINE.

UTILITY POWER TRANSFORMER, COORDINATE INSTALLATION WITH UTILITY

(SMECO). CONTRACTOR SHALL CONNECT TO THE SECONDARY OF SMECO
TRANSFORMER AND PROVIDE SECONDARY CONDUCTORS TO THE OLS
SITE.

PROVIDE OLS/WAVE OFF EQUIPMENT STAND.

PROVIDE 2" PVC CONDUIT WITH 2-#6 AWG L—824 TYPE B CABLE TO
WINDCONE.

PROVIDE 2" PVC CONDUIT WITH 7 #12 AWG WIRES FOR OLS CONTROL
RECEPTACLE. SEE DETAIL 1, SHEET EA404 FOR DETAILED INFORMATION.

PROVIDE 2" PVC CONDUIT WITH 5 #4 AWG WIRES FOR OLS POWER
RECEPTACLE. SEE DETAIL 1, SHEET EA404 FOR DETAILED INFORMATION.

REFER TO OVERALL SITE PLAN, SHEET EA100, FOR DUCT BANK
CONTINUATION.

REFER TO CIVIL PLANS FOR ROAD RECONSTRUCTION.

APPR

DATE

DESCRIPTION

SYM

Professional Certification

| HEREBY CERTIFY THAT THESE DOCUMENTS WERE
PREPARED OR APPROVED BY ME, AND THAT | AM A DULY
LICENSED PROFESSIONAL ENGINEER UNDER THE LAWS OF
THE STATE OF MARYLAND, LICENSE NO. 24789,
EXPIRATION DATE: 07/05/17. SEAL

(JOHNSON, MIRMIRAN & THOMPSON
Gannett Fleming

A Joint Venture

272 Bendix Road, Suite 260

Virginia Beach, Virginia, 23452

Telephone: (757) 499-1895
Web: www.jmt.com

A/E INFO

APPROVED

FOR COMMANDER NAVFAC

ACTIVITY

JAMES FLETCHER PER CHECKLIST
simseacrory 10 AT 9/27/2016

oes RCH |DRW RCH |CHK DJP

PM,/DM RH

BRANCH MANAGER

CHEF ENg/arcH E. GALLAHER, PE

WASHINGTON, D.C.

NAVAL FACILITIES ENGINEERING COMMAND
PATUXENT RIVER, MARYLAND

NAVFAC WASHINGTON
PARTIAL SITE PLAN — CONSTRUCTION

B &
GENERAL NOTE
SYMBOLS ON THIS SHEET ARE OVERSIZED FOR CLARITY AND EQUIPMENT
LOCATIONS ARE NOT TO SCALE, REFER TO DETAILS ON EA500 SERIES
SHEETS AND ALSF—1 LAYOUT ON EA601 FOR MORE INFORMATION.
CONSTRUCTION LEGEND
——— — DUCTBANK, SIZE AS NOTED, SEE SHEET EAOO2 FOR A
CABLE SCHEDULE WITH CABLE ID NUMBERS, CABLE
AND CONDUIT SIZES. W
@® | - ELECTRICAL HANDHOLE OR MANHOLE, SIZE AS NOTED.
[] - BUILDING, STRUCTURE OR EQUIPMENT AS NOTED.
D — 12 FOOT WINDCONE, FAA TYPE L—807.
2] ] - DUCTBANK SECTION CALLOUT, SEE SHEET EA002 FOR
XAl  DETALS.
[__] - UTIITY TRANSFORMER (BY SMECO)

FY16 SPECIAL PROJECT RM12-2137

KEY MAP

A
Z

( . /

N

: . >

RUNWAY 14 < > Z, s
b 2 -

™
£

O
; %
¢

©
>
s
)
S

0 50’ 100’ 200’

=50 e —

REPAIR RUNWAYS 14-32 & 6-24 - PHASE 2

NAVAL AIR STATION PATUXENT RIVER

DEPARTMENT OF THE NAVY

IPT BLUE

SCALE: AS NOTED

EPROJECT NO.: 1382137

CONSTR. CONTR. NO.

N40080-17-R-0002

NAVFAC DRAWING NO.

13080005

SHEET 147 oF 191

EA115

DRAWFORM REVISION: 10 MARCH 2008



pair_Runways_\CADD\Phase 2\Electrical_Phase 2\10-0863—-009—EAT16.dwg LAYOUT NAME: EA116 PARTIAL SITE PLAN — CONSTRUCTION PLOTTED: Monday, September 26, 2016 — 3:32pm USER: rhurst

FY16_Re

FILE NAME: G:\PHPA\ 100863_009

| D

S 1
EASQ7
GRASS

~ |
- |
5
\
GRASS \
\
\
5 2
C-5
— — Uy
(6]
UE —— — A4 UE — — — —— — E——— — UE-
— Ut——?ﬁ_l—(mﬁ U0fF ———— [ ——
1

MATCHLINE SHEET EA115

A4l

CONSTRUCTION NOTES

' | PROVIDE 12 FT WINDCONE, WINDCONE MUST BE INSTALLED MORE THAN
400 FEET FROM RUNWAY CENTERLINE.

2| PROVIDE 2" PVC CONDUIT WITH 2—#6 AWG L—824 TYPE B CABLE TO
WINDCONE.

3| REFER TO CIVIL PLANS FOR ROAD RECONSTRUCTION

GENERAL NOTE

SYMBOLS ON THIS SHEET ARE OVERSIZED FOR CLARITY AND EQUIPMENT
LOCATIONS ARE NOT TO SCALE, REFER TO DETAILS ON EA500 SERIES
SHEETS AND ALSF—1 LAYOUT ON EA601 FOR MORE INFORMATION.

CONSTRUCTION LEGEND

——— — DUCTBANK, SIZE AS NOTED. /3 \

\0/

ELECTRICAL HANDHOLE OR MANHOLE, SIZE AS NOTED.

O

BUILDING, STRUCTURE OR EQUIPMENT AS NOTED.

v

12 FOOT WINDCONE, FAA TYPE L-807.

APPR

DATE

DESCRIPTION

SYM

Professional Certification

| HEREBY CERTIFY THAT THESE

LICENSED PROFESSIONAL ENGINEER UNDER
THE STATE OF MARYLAND, LICENSE NO. 24789,
EXPIRATION DATE: 07/05/17.

DOCUMENTS WERE
PREPARED OR APPROVED BY ME, AND THAT | AM A DULY
THE LAWS

OF

SEAL

JOHNSON, MIRMIRAN & THOMPSON

Gannett Fleming
A Joint Venture

Telephone: (757) 499-1895
Web: www.jmt.com

272 Bendix Road, Suite 260
Virginia Beach, Virginia, 23452

A/E INFO

APPROVED

FOR COMMANDER NAVFAC

ACTIVITY

JAMES FLETCHER PER CHECKLIST

simseacrory 10 AT 9/27/2016
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1 2 3 4 | 5

MATCHLINE SHEET EA114

APPR

CONSTRUCTION NOTES

1| MAIN AIRFIELD LIGHT DUCTBANK. REFER TO CABLE SCHEDULE, SHEET
$ EAOO2 FOR THE FOLLOWING CIRCUITS:

DATE

_ RUNWAY 14—32 EDGE LIGHTS
TAXIWAY E _ RUNWAY 6-24 CENTERLINE LIGHTS, CIRCUIT 1
_ RUNWAY 6-24 CENTERLINE LIGHTS, CIRCUIT 2
_ RUNWAY 6-24 EDGE LIGHTS, CIRCUIT 1

_ RUNWAY 6-24 EDGE LIGHTS, CIRCUIT 2 D
— TAXIWAY
— TAXIWAY
— TAXIWAY
— TAXIWAY
— TAXIWAY EN
— TAXIWAY CW
— TAXIWAY CE
— TAXIWAY AW
— TAXIWAY AE
_ TAXIWAY VTOL

aommmo

DESCRIPTION

SYM

2 | CONNECT DUCTBANK TO EXISTING MANHOLE. SPLICE THE FOLLOWING
CIRCUIT CONDUCTORS TO THE EXISTING CONDUCTORS IN EXISTING
MANHOLE:

— RUNWAY 14-32 EDGE LIGHTS

— RUNWAY 6-24 CENTERLINE LIGHTS, CIRCUIT 1
— RUNWAY 6-24 CENTERLINE LIGHTS, CIRCUIT 2
— RUNWAY 6-24 EDGE LIGHTS, CIRCUIT 1

— RUNWAY 6-24 EDGE LIGHTS, CIRCUIT 2

—~ TAXIWAY D
— TAXIWAY B
o — TAXIWAY ES
N — TAXIWAY CE Professonal Cfcaton |
© g — TAXIWAY AW D e e e s
< ~ TAXIWAY AE O kil
E " JOHNSON, MIRMIRAN & THOMPSONJ
i [3] CONNECT 2W-4" DUCTBANK TO EXISTING COMMUNICATION MANHOLE Gannett Fleming
y 5 A Joint Venture
= W [4] CONNECT TO EXISTING 4W—4" DUCTBANK. ROUTE CABLE TO NEAREST 272 Berdix Rt Sute 260
= = MANHOLE AND SPLICE THE FOLLOWING CIRCUIT CONDUCTORS TO THE Telephone: (757) 499. 195
z EXISTING CONDUCTORS IN MANHOLE: Web: wwn.mt.com
|_
oS 2] | — TAXIWAY B
— TAXIWAY EN
A — TAXIWAY F e
2
= 5| REFER TO CIVIL PLANS FOR PAVEMENT REMOVAL AND RESTORATION.
_ZL FOR COMMANDER NAVFAC
- 6| CONNECT TO EXISTING 4W—4" DUCTBANK. ROUTE CABLE TO NEAREST

MANHOLE AND SPLICE THE FOLLOWING CIRCUIT CONDUCTORS TO THE

EXISTING CONDUCTORS IN MANHOLE: JAMES FLETCHER PER CHECKLIST
satiseactory 1o oate 9/27/2016

b5 _RCH Jorw RCH [c<_ DJP
— TAXIWAY CW PM,/DM RH

— TAXIWAY VTOL BRANCH MANAGER
CHIEF eENG/ARCH E. GALLAHER, PE

FILE NAME: G:\PHPA\100863_009_FY16_Repair_Runways_\CADD\Phase 2\Electrical_Phase 2\10-0863-009—EA117.dwg LAYOUT NAME: EA117 PARTIAL SITE PLAN — CONSTRUCTION PLOTTED: Monday, September 26, 2016 — 3:32pm USER: rhurst
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2 PN CABLE SCHEDULE WITH CABLE ID NUMBERS, CABLE 22| O® 8
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= @ | — ELECTRICAL HANDHOLE OR MANHOLE, SIZE AS NOTED. = x 3| 2
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MATCHLINE SHEET EA117

% A D
\ m . T/@NT =
\ . CONSTRUCTION NOTES ]
\\' 1 EXISTING DUCTBANK UNDER R/W 2—20, DUCTBANK WAS BUILT BY i
_____ -‘\i"" _ N $ OTHERS IN THE 2016 SEASON..
TAXIWA ?\ECHO

MATCHLINE SHEET EA119

GENERAL NOTE

SYMBOLS ON THIS SHEET ARE OVERSIZED FOR CLARITY AND EQUIPMENT
LOCATIONS ARE NOT TO SCALE, REFER TO DETAILS ON EA500 SERIES
SHEETS AND ALSF—1 LAYOUT ON EA601 FOR MORE INFORMATION.

CONSTRUCTION LEGEND

—— — DUCTBANK, SIZE AS NOTED, SEE SHEET EAOO2 FOR a
CABLE SCHEDULE WITH CABLE ID NUMBERS, CABLE W

AND CONDUIT SIZES.

ELECTRICAL HANDHOLE OR MANHOLE, SIZE AS NOTED.

BUILDING, STRUCTURE OR EQUIPMENT AS NOTED.

DUCTBANK SECTION CALLOUT, SEE SHEET EAQO2 FOR

A DETAILS.

DESCRIPTION

SYM

Professional Certification

| HEREBY CERTIFY THAT THESE DOCUMENTS WERE
PREPARED OR APPROVED BY ME, AND THAT | AM A DULY

LICENSED PROFESSIONAL ENGINEER UNDER THE LAWS OF
THE STATE OF MARYLAND, LICENSE NO. 24789,
EXPIRATION DATE: 07/05/17. SEAL

(JOHNSON, MIRMIRAN & THOMPSON
Gannett Fleming

A Joint Venture

272 Bendix Road, Suite 260

Virginia Beach, Virginia, 23452

Telephone: (757) 499-1895
Web: www.jmt.com

A/E INFO

APPROVED

FOR COMMANDER NAVFAC

ACTIVITY

JAMES FLETCHER PER CHECKLIST
satiseactory 1o oate 9/27/2016
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MATCHLINE SHEET EA107

CONSTRUCTION NOTES

' | DUCTBANK IS TO BE INSTALLED IN IDLE PAVEMENT. SEE CIVIL PLANS

FOR RESTORATION TO TURF.

2 | COMMUNICATION DUCTBANK TO RUNWAY 24 OLS SITE.

3| REFER TO CIVIL PLANS FOR PAVEMENT REMOVAL AND RESTORATION.

GENERAL NOTE

SYMBOLS ON THIS SHEET ARE OVERSIZED FOR CLARITY AND EQUIPMENT

LOCATIONS ARE NOT TO SCALE, REFER TO DETAILS ON EAS500 SERIES
SHEETS AND ALSF—-1 LAYOUT ON EA601 FOR MORE INFORMATION.

CONSTRUCTION LEGEND

DUCTBANK, SIZE AS NOTED, SEE SHEET EAOOZ FOR CABLE

SCHEDULE WITH CABLE ID NUMBERS, CABLE AND CONDUIT SIZES.

ELECTRICAL HANDHOLE OR MANHOLE, SIZE AS NOTED.
BUILDING, STRUCTURE OR EQUIPMENT AS NOTED.
DUCTBANK SECTION CALLOUT, SEE SHEET EAOOZ FOR DETAILS.
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DATE

DESCRIPTION

SYM

Professional Certification

| HEREBY CERTIFY THAT THESE DOCUMENTS WERE
PREPARED OR APPROVED BY ME, AND THAT | AM A DULY
LICENSED PROFESSIONAL ENGINEER UNDER THE LAWS OF
THE STATE OF MARYLAND, LICENSE NO. 24789,
EXPIRATION DATE: 07/05/17. SEAL

(JOHNSON, MIRMIRAN & THOMPSON
Gannett Fleming

A Joint Venture

272 Bendix Road, Suite 260

Virginia Beach, Virginia, 23452

Telephone: (757) 499-1895
Web: www.jmt.com
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MATCHLINE SHEET EA120

MATCHLINE SHEET EA108

MATCHLINE SHEET EA107

CONSTRUCTION NOTES

1| COMMUNICATION DUCTBANK TO RUNWAY 24 OLS..

2 | CONNECT DUCT BANK TO EXISTING HAND HOLE.

3| REFER TO CIVIL PLANS FOR PAVEMENT REMOVAL AND RESTORATION.

4| REFER TO OVERALL SITE PLAN, SHEET EA100, FOR DUCT BANK
CONTINUATION.

5| DUCTBANK IS TO BE INSTALLED IN IDLE PAVEMENT. SEE CIVIL PLANS
FOR RESTORATION TO TURF.

GENERAL NOTE

SYMBOLS ON THIS SHEET ARE OVERSIZED FOR CLARITY AND EQUIPMENT
LOCATIONS ARE NOT TO SCALE, REFER TO DETAILS ON EAS500 SERIES
SHEETS AND ALSF—-1 LAYOUT ON EA601 FOR MORE INFORMATION.

CONSTRUCTION LEGEND

— — DUCTBANK, SIZE AS NOTED, SEE SHEET EAOO2 FOR
CABLE SCHEDULE WITH CABLE ID NUMBERS, CABLE
AND CONDUIT SIZES.

@ | — ELECTRICAL HANDHOLE OR MANHOLE, SIZE AS NOTED.
— BUILDING, STRUCTURE OR EQUIPMENT AS NOTED.

2 — DUCTBANK SECTION CALLOUT, SEE SHEET EA002 FOR

XA DETAILS.
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MATCHLINE SHEET EA117

MATCHLINE SHEET EA124

MATCHLINE SHEET EA123

CONSTRUCTION NOTES

1

MAIN AIRFIELD LIGHTING VAULT 1710, REFER TO SHEET E-404 FOR
ENLARGED PLAN.

COMMUNICATION DUCTBANK TO AIR TRAFFIC CONTROL TOWER.

MAIN AIRFIELD LIGHT DUCTBANK. REFER TO CABLE SCHEDULE, SHEET
EA0O2 FOR THE FOLLOWING CIRCUITS:

RUNWAY 14-32 EDGE LIGHTS

RUNWAY 6-24 CENTERLINE LIGHTS, CIRCUIT 1
RUNWAY 6-24 CENTERLINE LIGHTS, CIRCUIT 2
RUNWAY 6-24 EDGE LIGHTS, CIRCUIT 1
RUNWAY 6-24 EDGE LIGHTS, CIRCUIT 2
TAXIWAY D

TAXIWAY ES

TAXIWAY F

TAXIWAY B

TAXIWAY EN

TAXIWAY CW

TAXIWAY CE

TAXIWAY AW

TAXIWAY AE

TAXIWAY VTOL

REFER TO CIVIL PLANS FOR PAVEMENT REMOVAL AND RESTORATION.

GENERAL NOTE

SYMBOLS ON THIS SHEET ARE OVERSIZED FOR CLARITY AND EQUIPMENT
LOCATIONS ARE NOT TO SCALE, REFER TO DETAILS ON EAS00 SERIES
SHEETS AND ALSF—-1 LAYOUT ON EA601 FOR MORE INFORMATION.

CONSTRUCTION LEGEND

— — DUCTBANK, SIZE AS NOTED, SEE SHEET EAOO2 FOR n
CABLE SCHEDULE WITH CABLE ID NUMBERS, CABLE W

AND CONDUIT SIZES.
— ELECTRICAL HANDHOLE OR MANHOLE, SIZE AS NOTED.
— BUILDING, STRUCTURE OR EQUIPMENT AS NOTED.

— DUCTBANK SECTION CALLOUT, SEE SHEET EAOO2 FOR
DETAILS.
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CONSTRUCTION NOTES

1| PROVIDE 12 FT WINDCONE OUTSIDE OF 400 FEET FROM RUNWAY
CENTERLINE.

2| ROUTE 2 — #6 AWG L—824 CABLE IN 2" PVC CONDUIT TO NEAREST

TAXIWAY EDGE LIGHT, ROUTE #4 AWG COUNTERPOISE 8" ABOVE
CONDUIT.
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Professional Certification
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O

MATCHLINE SHEET EA122

AIR TRAFFIC CONTROL TOWER

3
EAS07

\

CONSTRUCTION NOTES

1

2

COMMUNICATION DUCTBANK TO AIR TRAFFIC CONTROL TOWER.

REFER TO CIVIL PLANS FOR PAVEMENT REMOVAL AND RESTORATION.

GENERAL NOTE

SYMBOLS ON THIS SHEET ARE OVERSIZED FOR CLARITY AND EQUIPMENT

LOCATIONS ARE NOT TO SCALE, REFER TO DETAILS ON EAS00 SERIES

SHEETS AND ALSF—1 LAYOUT ON EA601 FOR MORE INFORMATION.

CONSTRUCTION LEGEND

DUCTBANK, SIZE AS NOTED, SEE SHEET EAOO2Z FOR
CABLE SCHEDULE WITH CABLE ID NUMBERS, CABLE
AND CONDUIT SIZES.

ELECTRICAL HANDHOLE OR MANHOLE, SIZE AS NOTED.
BUILDING, STRUCTURE OR EQUIPMENT AS NOTED.

DUCTBANK SECTION CALLOUT, SEE SHEET EAQO2 FOR
DETAILS.
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MATCHLINE SHEET EA103 - m
/_ : CONSTRUCTION NOTES
— 1 [ ALS LIGHTING VAULT 155, REFER TO DRAWING E—401 FOR ENLARGED -
N — /k S PLAN.
2 Ol IV 2 2
— <[~ ,“_J POWER AND CONTROL DUCT BANK.
L Ll 3
IiJ IiJ COMMUNICATION DUCT BANK.
(0p] (0p] 4
2 - 2 SPLICE ALSF—1 CIRCUITS INTO EXISTING THRESHOLD BAR LIGHTING.
- - 5
I I
|L_> \ |L_> DUCTBANK TO BE CONCRETE ENCASED UNDER ROADS. INSTALL PRIOR
<§E <§E TO ROADS BEING INSTALLED. RESTORE EXISTING ROADS PER DRAWING g
C—-404. =
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EAST PATUXENT BASIN

HELIPAD

CONSTRUCTION NOTES

1| PROVIDE FAA L-807 12 FT WINDCONE.

CONDUIT TO WINDCONE.

BASE.

GENERAL NOTE

2| ROUTE 2 — #6 AWG TYPE L—824 CABLES IN TWO INCH PVC SHED. 40

3| SPLICE CONDUCTORS INTO HELIPAD LIGHTING CIRCUIT IN HELIPAD LIGHT

SYMBOLS ON THIS SHEET ARE OVERSIZED FOR CLARITY AND EQUIPMENT

LOCATIONS ARE NOT TO SCALE, REFER TO DETAILS ON EAS00 SERIES
SHEETS AND ALSF—-1 LAYOUT ON EA601 FOR MORE INFORMATION.

CONSTRUCTION LEGEND

— — DUCTBANK, SIZE AS NOTED, SEE SHEET EAOO2 FOR
CABLE SCHEDULE WITH CABLE ID NUMBERS, CABLE
AND CONDUIT SIZES.

ELECTRICAL HANDHOLE OR MANHOLE, SIZE AS NOTED.

BUILDING, STRUCTURE OR EQUIPMENT AS NOTED.

12 FOOT WINDCONE, FAA TYPE L-807.

DUCTBANK SECTION CALLOUT, SEE SHEET EAQO2 FOR
X|A DETAILS.
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