FACE OF REFRACTORY

INSULATION BOARD

© 14’10 § VARIES, SEE NOTE A

ROWS ‘

e

— STEEL WALL LINER

i ﬂu'_
s M’ :mmmmmmmm mmmmmm

STAINLESS STEEL WASHER
AND NUT

1/4” STL PL CLG LINER, REFER TO
TO DETAIL 3/A9-4

11/2°x 1 1/2"x 3/16” STL ANGLE,
WELDED TO PLATE

SiZE é% 0" X 4'-0"

RIES, SEE NOTE A

SS WASHER AND NUT

1”x 1"x 3/16” STL ANGLE,
HORIZ, WELDED TO PLATE

3/4” DIA SS ANCHOR BOLT
1 /4” STL PL WALL LINER

11/2"x 1 1/2"x 3/16" STL ANGLE
VERT, WELDED TO PLATE

CONC STRUCTURE, SEE STRUCT DWG'S

1/2” DIA SS ANCHOR BOLT WITH
DOUBLE SS WASHER AND NUT

FOOT

STEEL CEILING LINER
PANEL, TYPICAL

24'—8"

p)
i
i

g
i

ﬂ\ 1”7 CHANNEL SPACER
. 5%9\% — il g\\ OVERLAP LINER 1
|AC CALE: il - P 11/2"x 1 1/2"x 3/16" STL ANGLE,
4 ; WELDED TO PLATE

N
=

B ; DIMENSION VARIES, REFER TO BUILDING
SECTION A4-5

DOUBLE SS WASHER AND NUT
1/4” STL PL WALL LINER

2" %
W/
WE LD

2"x 3/186" STL ANGLE *‘V’SRT
3{3” DIA EXP BOLTS @ 36" OC,
D ANGLE TO PLATE

= 2

~
£ 3

1/2" DIA SS ANCHOR BOLT

/ 2"x 2"x 3/16” STL ANGLE HORIZ
/ @ 4'=0" OC, WELDED TO PLATE

1”x 1”x 5/16" STL ANGLE,
HORIZ, WELDED TO PLATE
1/2" DIA SS ANCHOR BOLT W
DOUBLE SS WASHER AND NUT

BATTEN REFRACTORY INSULATION
BOARD

MECH DUCT, SIZE
VAR ES SEE %ECH DWG'S

CONC. STRUCTURE

1" REFRACTORY INSULATION BOARL
" " ————— REFER TO STRUCT DWG FOR DETAIL

2"x 2"x 3/16" ANGLE | :

?@‘ELD TO PLATE 8 ON S2-11

CONT 1/4” STL BENT PLATE (TYP) .
1" CHANNEL SPACER

WALL LINER,
AS DETAILED

FLOOR GRATING

~5/8" 0D ALUM RAILING

1/4” STL. PLATE
ENDS FROW
TRAINING FLOOR B
TO CONC STRUCT | VARIES
ABOVE

A4-5|A9-4 SCALE: 1 1/2"=1"—
WALL LINER, AS DETAILED

]

FACE OF REFRACTORY INSULATION

| 1" X 1" STL. ANGLES, WELDED
- BACK OF STEEL PANELS

i 2
%LU%&?

|2

——

SEATS ARE 10" WIDE
ANODIZED ALUMINUM

_STL. CLG LINER PANELS (WHERE SHOWN)
SEE BUILDING SECTIONS

DIVIDE INTO MIN NUMBER OF
EQUAL SPACES; MAXIMUM WALL
LINER PANEL WIDTH 3'-0"

EQUAL 5-0"+

9X 4 TREATED WOOD PLATE ——— } :
N~ 4 — EA FRAME, 5/8" DIA
SS ANCHOR BOLTS —F

OVERLAP LINER 17

~~—— 5SS ANCHOR BOLTS AND NUTS
~——— 1/4" GAP, TYPICAL

——— STEEL WALL LINER PANEL, TYPICAL

EQUAL 507+

‘/wwm SS ANCHOR BOLTS AND NUTS (T?’HCAL AT
NTERSECTIONS OF 1 X 1 STEEL ﬁ%?x@ ES

AT PIT FIRE COMPARTMENT, WALL
LINER PANELS SHALL BE 7'—6"
IN HEIGHT, TOTAL HEIGHT 30'-0"
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e

o

12'~0"

5?-“67?

11?-52-059

DET 1,

E?@;&TE&T!GHT HATCH, SEE

NYLON

SAFETY
NET (TYP)

AS-

SECOND_FLOOR

FIRST FLOOR

CONCRETE

CQN D ’F’ L@QR

AUTOMATIC
CLOSING DOOR
AND FRAME
REFER TO DOOR
SCHEDULE

HM DOOR AND
TO DOOR
SCHEDULE

S5 oo o b m——

<>-

ag? -

s NEEEEESORARERE S ERUEGES S U ST BN S REERE LIRSS AT

A2-1A9-5

%a__ ,.g Qw

6'—10"

76"

27'-9"
28 EQUAL SPACES OF LADDER RUNGS

WATERTIGHT HATCH

&

1/4" STL PL
WELD TO ANGLE

NOTE:

779

WELD ALL JTS WATERTIGH

(4
:

a-—-a} AQ-

CONC WALL

SAFETY SNAP

STAINLESS STEEL
3/4 SERRATED
LADDER RUNGS

A"X 47X 3/8"——

STAINLESS® STEEL
PLATE

3 20
fog

CONC WALL

CONC. WALL

<

1/2” DIA SS
EXP BOLTS (TYP)

SCALE: NO SCALE

CRAPHIC SCALE

XB”X ‘%/4!3 STL \ 5
WBEDED W/ 3/8” ANCHORS

SCALE 1/2" = -0

WATERTIGHT HATCH

3"X 3"X /a% SUPPORT
ANGLES BELOW, TYP

TRUNK  LINE

AQ——&}A——S

SCALE: 1/27=1-0"

127 J
TYP TYP

e T

3/4” ggﬁs%m

ADDER RUNGS

CONC. WALL
STRUCTURE

EFR
N§L¥L§%TEQN B{}%RD
1" CHANNEL SPACER

A9- 5 8

\

AJ_1AO-5 SCALE: 3/4"=1-0"

ESCAPE TRUNK

/ LADDER

=Y

STEEL PLATE
WALL LINER

A9-5|A9-5

MYLC}N NET —

i il

1/2" DIA THREADED
& EVELET W,/ EXP
ANCHORS AT’ ALL

SCALE: 1/2"=1"-0"

STEEL PLATE WALL
INER, REFER TO
DETAIL 1/A9—4
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18.5)

18

9‘}“ -ér%

TRAINING

SLOPE
(TYP)

HP = 100'-0"

jf/f/ (TYP)

18'~8"

DRESSING

AIN

42'-0"

IING

n REA

18'-8”

HATCH

W/ LADDER #6

SEE DETAIL 7/A9-17

(TYP)

o4

o

ﬁk—wp = 100'=0" (TYP) |

RAINING

] ' I

P = 99'—11 1/4”

(TYP)

MECH DWGS \

gﬁme?ﬁ %

LADDER #9
ACCESS ﬁfTCH

L—FD (TYP),
LP = 108'—11

s § Z

,ﬁ @Bw zi’i‘

E | l . 5
— % | =] T
FLOOD BARRIER 18 R :§ 73 N 4
DOORS (TYP) —+— —

-4

21'=0"

Di

NI\ FAN—REFER TO
\ \MECH DWGS

VNG il
| P—\WOOD STORAGE [k

éECﬂON

LOCKER
39

ALUM ANODIZED

Bl EACHER —

3 ROWS X 19°L ’
S

TRENCH DRAIN (TYP),
REFER TO PLUMBING

17

./ DRAWING

/2

—p9—7
A9—6

AZ-—S’AQ*

]
1

|
!

10"
g i

6 SCALE:

J
HZ )

H—H—H—H—"T

1 ) 4

+INTERCOM
LOUDSPE AKER

& MICROPHONE

*INTERCOM
MASTER

CONTOL BOX

MULTI NOZZLE

SHOWER, REFER
TO PLUMBING

DWGS

*INTERCOM, LOUD
~SPEAKER AND
MICROPHONE

SPEAKER AND
MICROPHONE -

SHOCK HARDENED

MOUNTED MIRROR—] |

STEP GRATING
3/1&9“?@

SCISSOR TRAY
HOLDER-REFER TO
DET 1/A9-10

DRESSING
PASSAGE

TYPICAL

—BAG HOLDER
REFER TO
DET 2/A9-10
TYPICAL

- OUTER CLOTHING

REMOVABLE GRATES
REFER TO DETAIL
3/A9-10

CONTAMINATION

REMOVABLE GRATES
REFER TO DETAIL
4/A9—10

SCISSOR TRAY
HOLDER

2TO0L— ANCHOR
TO STEEL PARTITION

BAG

HOLDER

STATION LOCATOR
TYPICAL — REFER
TO DET 4/A9-6

ANCHOR

| 1’f4?F%—0ﬁ
| T mo |

1.1/2” DIA
GUARDRAIL

STEEL PIPE
(TYP)

CONC CURB [(TYP)

(TYP)

STEEL PLATE, REFER TO STRUCTURAL DRAWINGS 1. " % ” DESIGNATION INDICATES "BY GOVERNMENT".
S4—1 AND S4-2
' 2. AT AREAS WHERE FLOOR DRAINS ARE INDICATED, SLOPE
WATERTIGHT HATCH W/ SCUTTLE (TYP) FLOOR TO DRAIN @ 1/8” PER FOOT (UNO). REFER TO
PLUMBING DRAWINGS.

CONCRETE SEALED FLOOR, REFER TO COLOR/
MATERIAL SCHEDULE, SHEET A7-2

HIGH BUILD GLAZE (P6), REFER TO COLOR/
MATERIAL SCHEDULE, SHEET A7—2

HIGH BUILD GLAZE (PT4), REFER TO COLOR/
MATERIAL SCHEDULE, SHEET A7-2

RESINOUS FLOORING
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——1 1/2” DIA STEEL PIPE GUARD
| o RAIL W/ CAST-IN—PLACE
ALUM LOUVERS | 1 3/4” DIA GALV
TYP | STEEL 6” DEEP

| 1 PIPE SLEEVES (TYP)

gﬂmD?ﬁ

T/ MEZZANINE

" CMU

1%‘7_@”9

99-—_0%

95-‘— O’E

1"~0" HIGH
/ CONC CURB (TYP)

| T/FIRST FLOOR
EL=100"—0"

CONC CU
1'~0" HIGH CONC CURB

STEEL PLATE TRAINER STRUCTURE
(REFER TO STRUCTURAL DRAWINGS
FOR DETAILS, SHEETS S4—1 AND
S4-2, TYPICAL)

A9-6[A9-T7

® @

1/47=1=0" TSCALE: 17621 0"

ALUM

\ ] | STEEL PLATE TRAINER — ] ALUM LOUVER
(TYP)

STRUCTURE 1 (TYP)

dl
i

8" CMU (TYP)

{g’jf'&l’l!“l
9’__0”

8" CMU | N\

gﬂmoiy

Oooogoooooao

| /C»m :

Oopoooooood
oooooooooao

kr“‘

o

_-é”

R

L=109’

e e
£

18'~0"

[ o

o
I

T/FIRST FLOOR
EL=100"-0"

1’—0” CONC CURB —— CONC CURB (REFER TO
e STRUCTURE DRAWINGS)

A9-6[A9-7  SCALE: 1/4°=1"-0" | | A9-6|A9-7

P: \PAPER\JAPSA907

HM WINDOW FRAME
/ W/ 1/4” CLEAR GLASS

o s s r——

Filename:

FLOOD BARRIER DOOR
8" CMU

(TYP)

H )
9 -0
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STEEL PLATE
/ TRAINER STRUCTURE

-

VENT 3" OC *INTERCOM 1T'—4"X 1"=10" WINDOW —
LOUD SPEAKER (TYP)
& MICROPHONE

MECH DUCT OPENING

RRIER DOOR

(TYP)

| _——FLOOD B

——1 1/2" DIA STEEL PIPE
GUARDRAIL W/ CAST—IN—
PLACE 1 3/4” DIA GALV
PIPE SLEEVES (TYP)

SCISSOR TRAY HOLDER
REFER TO DETAIL 1/A9—10

9'-0"

\ STEEL PL WALL—,

CMU j \\ PARTITION %’ |

BAG HOLDER

BAG HOLDER
REFER TO
DETAIL 2/A9—10

EL=109"-0"

TYP

{

EOODBCEDOOHHEE
CHOBEOBOINOGRY ©

FLOOD BARRIER DOORS
(TYP) THROUGHOUT TRAINER

.e%»ﬂ.... 69& ’

STEP GRATIN 1’—0" HIGH j —
FASTENER Hé@@@%‘( B i - CONC CURE |

| T/FIRST FLOOR
EL=100"—0"

\—~ 1’—0" HIGH CONC CURB (TYP)

*INTERCOM 15—1 1/2" DIA 3" OC VENT
LOUD SPEAKER 1/2" DIA STL

SCISSOR TRAY HOLDER \
REFER TO DETAIL 1/A9-10 | SHOCK HARDENED — |\ STEEL PL WALL
{T‘?’” ) \ MOUNTED MIR ’4:3 ; PARTITION \

ALUM_ ——

BAG HOLDER h
j | LOUVER

/—-—m STEEL PLATE PARTITION |
— e — WOOD STORAGE HOOKS oo | FLoOD BARRIER

DOOR (TYP)
b

)

og
Oooooooboog

ooDooDoDooag

I

\
\

95.”090

oooocoooog

[3
37

b1
56 L -

=

STOOL

3

9'—0"

STEEL PLATE
PARTITION (TYP)
MULTI-NOZZLE SHOWER ASSEMBLY

0ZZLE SHOWER ASSEMBLY
MBING DRAWINGS -

«INTERCOM
MASTER CONTROL BOX

15—1 1/2"DIA
3" OC VENT

15—1 1/2"DIA
3” OC VENT

8" CMU T

@;wﬁw

/—‘- STEEL PL PARTITION

~|_— CONC CURB (TYP)

REMOVABLE
GRATES

REMOVABLE GRATES,
REFER TO DET\ 4/A9-10

NG DWGS e
1'~0" CONC CURB

8" CMU

FRESH WATER FAUCET
SEE PLUMI

%

@9"".0?*%

SCALE: 1/4"=1-0" A9-6|A9-8  SCALE: 1/4"=1"-0"

A9-6]A9-8

ooOoooOOoaC
DoDoooooDooon

opooooooooq

\—— STEEL PLATE TRAINER STRUCTURE
'REFER_TO STRUCTURE DRAWING
“OR DETAILS SHEETS S4—1 & ¢

STEEL PLATE

PARTITION (TYP)
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W/ 1/4” CLEAR GLASS

1'—0” HIGH CONC CURB

HELMET HOOK

8" CMU —

FAN OPN'G
(TYP)

T/”” CMU

i

D
gw _ 6 0
TYP

, e
1'-0” HIGH CONC CURB —/

A9-6lA9-9  SCALE: 1/4=1—0"

H

/—” CMU (TYP)

/
/
<

.;?\,' -

8” CMU (TYP)

A

.

L : . ' i?‘

L 1"=0" HIGH CONC CURB

FLOOD
DOOR (TYP)

BARRIE

HELMET HOOK

SOFT PATCH HOOK
3

o

A9-9 | A9-10

\ | FAN OPN'G

,,,,,,,,,

FAN OPN'G REFER TO MECH
DWG'S, (TYP)

‘‘‘‘‘‘‘

5'-0"

HELMET HOOK
/— SOFT PATCH HOOK

1A9-10

FAN OPN'G =\

LI b (I

e}_ﬁ»_...,im
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Filename:

MAW — PLOTPUM

Datedetime:

08/16/94 09:

- 1/4” THICK
ALUM PLATE

,1 3/499‘}{ ,g 3}4”X 'ij/é%”
SS ANGLE, 4" LONG

EXP %NbHQ& BOLT

REMOVABLE PIN
SECURE W/ STL CABLE

/
/

/

//
{

//

PERMANENT PIN

1 3/4"X 1 3/4"X 1/4”
SS ANGLE, 4" LONG

A9-10A9-10  SCALE: FULL SIZE

BOLT

3/16" THICK STL.

3/16" THICK-
STEEL PL

2- 5/8" DIA
EXP_ANCHOR

BREAK

(TYP 2 PL)

29" 'L’ SUPPORT CRES, )
239 X 2%3 X 5/16293 ‘\
\\\

oF B

- BEARING BARS (TYP)
CRES., 1°X 1/8",
1" CENTER SPACING

b5

————1/2" RADIUS

Ji @93

CONT WELD

1/2” RADIUS

, 3’ —5" AFF

@ 15T FL LEVEL

|,
i

~8" AFF

—ii
o - @ 2ND FL LEVEL
o «

NOTE :

12”

2"

2. ALL CONTACT POINTS BETWEEN 'L’
3. CRES = CORROSION RESISTANT STAINLESS STEEL

W/ END OF BARS (TYP 2 PL)

|
1
[ 2] \ 1/4" DIA FLUSH

22 1/2” I 22 1/2"

%
f 1. ALL CONTACT POINTS BETWEEN BARS AND RODS, WELDED
i
i
!

RETICULINE ROD, CRES,

;

SUPPORTS AND BARS, WELDED

10

A9-9|A9-

BREAK

41" L 'SUPPORT —
CRES 2°X 3"X 3/16”
(TYP 2 PL)

SCALE: 3"=1"-0" B A9-

29" 'L’ SUPPORT g
CRES, 2°X 2” X 3/16°
(TYP 2 PL)

6/A9-10 SCALE:1 1/2°=1-0"

ROD (TYP), CRES,

/ RETICULINE TWISTED

1/4” DIA , RA
?DGES TWSTED

/ FOR (¢
W/TGP” OF BARS

3°3/4 CTR SPACH

: BEARING BARS (TYP)
/ CRES, 1°X 1/8",
1" CENTER SPACING

7 /2

11/2” DOWEL

RADIUS END

3/8" DIA ANCHOR BOLT

@ 12" OC

/L

RED GLASS ; /

1/4" TEMPEF

GASKET

5/16” X 1 3/8"
SS BOLT

22 1/2"

B e

NOTE :
1. ALL CONTACT POINTS BETWEEN BARS AND RODS, WELDED

STAI

LESS STEEL ANGLE

RETICULINE ROD, CRES,
1/4" DIA FLUSH
W/ END OF BARS (TYP 2 PL)

1307 X1 LA X L/ 2. ALL CONTACT POINTS BETWEEN ‘L’ SUPPORTS AND BARS,

12" LONG 3. CRES = CORROSION RESISTANT STAINLESS STEEL

BREAK
BEARING BAR

3—-5/16" DIA
ANCHOR BOLTS

41" 'L’ SUPPORT )
CRES, 2°X 3" X 3/16
(TYP 2 PL)

A9-6|A9-10 SCALE:1 1/2"=1"-0"

SED

1O ’ ' SHOWER PIPE BASE
® . 5” Siﬁ\ (TYP % PL)

6” 'L’ SUPPORT CRES.
1"X 1/8", 1”7 CENTER
SPACING

" PIPE
4 PL)

2" UP FROW &gcx

C (FLUSH W/TOP
s) 33 /4” CTR SPACING

1” RADIUS
1/8" TH?%C%{-—\

1" RADIUS

(1

A——é{ﬁs——?@

SCALE: 3"=1"-0"

ALUM

USE 4 MEDIUM
FOR SECURING

BAG TO HOLDER

/ STAINLESS STEE

SCALE 3" = 1"-0"

— 127 LONG ’ )
1 3/4"X 1 1/4” X 1/4
S/S ANGLE

1.3/4°X 1 3/4"X 1/4”
L ANGLE
4" LONG

1/4” THICK
ALUM. PLATE
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e

GYP BD SOFFIT (PT1)

- CONCEALED SHUTTER
HOOD

REFER TO SHEET A8-3

STAINLESS STEEL COUNTER 4"x4” 18 GA BENT PLATE
PENCL DRAWER_PLASTIC REINFORCING ANGLES (CONT)

LAMINATED (PL2) SUSPENDED ACT CEILING
AS SCHEDULED

STEP MOLDING

L1 | | —1/4" BOLT @ 3-0" OC

I VERT (TYP)

E:——~' 3/47 x 2" WD TRIM

- 3/47 PLYWOOD SHELVES
AND VERTICALS

s N
e
S,

3 ¥\“);
T
0

1

SUSPENDED ACT. CEILING AS SCHEDULED

ROLLING COUNTER FIRE SHUTTER
AND_ HOOD

3/4"x 2" WOOD TRIM

BACKSPLASH

1/4” PLYWOOD BACK

(TYP) @ 16" 0C
2 LAYERS 5/8" THICK GYP BD

1" FILLER STRIPS ON VERTICAL SOFFIT FACE
(BOTH ENDS)

MASONRY LINTEL— REFER TO SHEET A8-3
FOR REINFORCING REQUIREMENTS.

CAST STONE COPING

=107 -0"

11 27 (TYP)

FIRST FLOOR
EL=100"-0"

CORNER BEADS

LIGHT FIXTURE: REFER
TO ELECTRICAL DRAWINGS

5/8" GYP

2-—-1];&41 © SCALE:

L

2 1/2" METAL STUDS 20 GA.
@ 16" 0.C.

BD SHUTTER JAMB GUIDES BEYOND

(3

A9-1TA9—1T

(4

Ag-mgwiﬂ

SCALE:

3'-10"

) SHUTTER SILL TRACK— RECESS
INTQ COUNTER. CONT. SEALANT
/ BEAD ON BOTH SIDES OF TRACK

|4'~10

2 LAYERS 3/4” THICK FIRE-RETARDANT
TREATED PLYWOOD COUNTER CLAD A |
WITH 1/16” THICK (TYP) STAINLESS STEEL

\ LINE OF CEILING - REFER TO

ROOM FINISH SCHEDULE FOR
LINE OF wALL — REFER TO
FLOOR PLAN FOR TYPE AND
LOCATION

WOOD SHIMS, TYPICAL

3/8” DIA. EXP ANCHORS
@ 12" OC FILL CELLS SOLID
___ | AT EXP ANCHORS, 3" MIN. EMBED

RETURN STAINLES3 STEEL UNDER COUNTER -4
FORMED SMOOTH EDGES. : a 2’0"
NO EXPOSED SEAMS

1/4"x3—1/2"x3—1/2" ANGLE CONT STAINLESS STEEL LINER
WELD TOBOTT OF STEEL BEAWS PENCIL DRAWER—PLASTIC

- ADJUSTABLE SHELVES / 3/16”x1—1/2"x1—1/2" ANGLE BRACE LAMINATED (PL.2)

WELD IN PLACE AFTER VERT PIPE 3/8” DIA EXP ANCHORS
1” FILLER STRIPS | IS PLUMB @ 12" OC FILL CELLS SOLID .
(BOTH ENDS) | AT EXP ANCHORS, 3" MIN EMBED

o

™

a A : 1 #5 CONTINUOUS

3/4"W x 4” LONG WIRE SLOT
PAINT ALL EXPOSED SURFACES BLACK

CMU—REFER TO FLOOR PLAN FOR
PARTITION TYPE

2x4 FIRE RETARDANT

WOOD FRAMING

PLASTIC LAMINATED

BASE CABINETS BEYOND (PL2)

PLASTIC LAMINATED WALL CABIN
SEE ELEVATIONS FOR LOCATIONS

5-3]1/7"

THREE ADJUSTABLE SHELVES, TYP

4” BACKSPLASH BASE AS SCHEDULED

SUSPENDED CEILING

/

- CHROME ESCUTCHEON ST FLOGR

EL=100-0"

PLASTIC LAMINATED BACKSPLASH
AND COUNTERTOP TO RECEIVE
PL1. ALL OTHER EXPOSED
SURFACES TO RECEIVE PL2
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