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DEMOLITION GENERAL NOTES

1. ROOF DEMOLITION SHALL INCLUDE ALL COMPONENTS
OF ROOF ASSEMBLY DOWN TO EXISTING CONCRETE
STRUCTURE.

2. CAREFULLY REMOVE COUNTER FLASHING FOR

REPLACEMENT. CLEAR ALL SEALANT AND DELETERIOUS

MATERIAL FROM COUNTER FLASHING ASSEMBLY.

3. ROOF MOUNTED COMPONENTS SUCH AS ROOF

HATCHES, VENTS, AND FANS ARE TO REMAIN IN PLACE.

COORDINATE AS INDICATED ON SHEET A-501.

NOTE:

1. COORDINATE REMOVAL OF DEBRIS, PLACEMENT OF NEW

MATERIAL AND LOCATION OF CRANE / LIFT.

EXISTING BUILDING INCORPORATES TALL PARAPET

WALLS AND SCREENS / LOUVERS - COORDINATE
LOCATIONS OF CRANE / LIFT WITH CONTRACTING

OFFICER.

DATE

DESCRIPTION

SYM

LEGEND

LIMITS OF DEMOLITION WORK

NUMBER
A-005037

S A

JACOBS

501 NORTH BROADWAY

8T, LOUIS, MISSOURI 63102
TEL 314-335-4000 Fax
314-335-3012

7///[ EXISTING WALKWAY PADS
™~ % ROOF HATCH
O 0 ROOF DRAINS |
G PITCH POCKETS
SCOPE OF ROOF DEMOLITION

APPROVED
David G nfield

EXISTING MODIFIED BITUMEN ROOF DEMOLITION:

- REMOVE EXISTING MOD. BIT. MEMBRANE.

- REMOVE ALL INSULATION TO DECK BELOW.

- REMOVE EXISTING CANTS AT PARAPET AND ROOF TOP
EQUIPMENT.

- REMOVE EXISTING CANTS AT ROOF HATCH.

- REMOVAL OF ROOF COMPONENTS SHALL NOT REQUIRE

REMOVAL OF ANY MECHANICAL EQUIPMENT.

EXISTING EPDM ROOF DEMOLITION AT NEW ROOF DRAIN:

- REMOVE PORTION OF ROOFING AND INSULATION

REQUIRED FOR RE-SLOPING OF INSULATION AROUND

NEW ROOF DRAIN LOCATION.
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KEYED NOTES

NEW BARRIER GATE. REFER TO C3/ A-502, SIMILAR.

DATE

FIRE STOP EXISTING PIPE PENETRATION

FIRE STOP EXISTING SLEEVE PENETRATION
FIRE STOP EXISTING CABLE / CONDUIT PENETRATION i

FIRE STOP EXISTING TRANSFER GRILL DAMPER
PENETRATION

FILL HOLE IN CMU WALL

CECICICIOROLS

PROVIDE FIRE DAMPER FOR EXISTING DUCT
PENETRATION

DESCRIPTION

SYM

S

REMOVE EXISTING CHAIN GATE.
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KEYED NOTES
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FIRE STOP EXISTING PIPE PENETRATION

FIRE STOP EXISTING DUCT PENETRATION

FIRE STOP EXISTING CONDUIT / CABLE PENETRATION
FILL EMPTY SLEEVE

PROVIDE FIRE DAMPER FOR EXISTING DUCT

PENETRATION
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KEYED NOTES

CRCRORS

FIRE STOP EXISTING PIiPE PENETRATION
FIRE STOP EXISTING DUCT PENETRATION
FIRE STOP EXISTING CONDUIT / CABLE PENETRATION

FILL EMPTY SLEEVE
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OO | (3) () (o) GENERAL NOTES

@ 1. APPROXIMATE AREA OF REPAIR FOR EACH SECTION OF 1

DATE

_ _ _ _ ] _ _ _ — — - ROOF IS AS FOLLOWS (EXCLUSIVE OF SEALANT JOINTS):
| - 100 SF (MOD. BIT.) l

- 400 SF - TOTAL ROOF AREA (MOD. BIT.)
- 200 SF (MOD. BIT.)
- 100 SF (MOD. BIT.)
— LIGHTNING PROTECTION - 100 SF - ASSOCIATED WITH NEW ROOF

N PITCH POCKET /— LIGHTNING PROTECTION DRAIN (EPDM)

A
0
©
1
i
mooOw»

% i | PITCH POCKET, - 80 SF(MOD.BIT.) | 1)

4,135 SF - TOTAL ROOF AREA (MOD. BIT.)
AAT = -
JYP NOTE:

- 50 SF (MOD. BIT.) |
@ - - 74 1. COORDINATE REMOVAL OF DEBRIS, PLACEMENT OF NEW

MATERIAL AND LOCATION OF CRANE / LIFT.

Lom

DESCRIPTION

SYM
——

O ~ A 2. EXISTING BUILDING INCORPORATES TALL PARAPET
Py WALLS AND SCREENS / LOUVERS - COORDINATE
| g LOCATIONS OF CRANE / LIFT WITH CONTRACTING
— OFFICER.
SCREEN SUPPORT y
PITCH POCKET, TYP. ~ o

KEYED NOTES

REPAIR BLISTERS, WRINKLES AND CRACKS IN
MEMBRANE.,

| (cc)y—-

NEW MODIFIED BITUMEN ROOF ASSEMBLY - INCLUDES ALL
FLASHINGS CURBS AND PITCH POCKETS.

CLEAN AND FiLL ALL PITCH POCKETS. REFER TO C3 / A-501.

REMOVE AND REPLACE SEALANT JOINTS AT ALL WALL AND
CURB FLASHING.

(19

REPAIR / REPLACE WALL FLASHING COMPONENTS /

CICIICRICIICICINOINS

EXPANSION JOINT COVER. 501 NORTH BROADWAY
S$T. LOUIS, MISSOURE 63102
TEL 314~335~-4000 FAX ]
REPAIR FLASHINGS AT ROOF CURBS, CONCRETE BASES 314-335-5012
AND PENETRATIONS. REFER TO D3 / A-501.
— ADD NEW ROOF DRAIN / SUMP PAN - REMOVE AND APERGVE -
@ B REINSTALL TAPERED INSULATION. REFER TO D4 / A-501. MJ A) Hoed . 1
. REPAIR AND REINSTALL WALL FLASHING / COUNTER- FOR_COMMANDER NAVFAC DWG
ROOF DRAIN SUMP ——— FLASHING AT MASONRY WALLS. REFER TO C2/ A-501. ACTIVITY ]
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