FIRE ALARM GENERAL NOTES

. FA SYSTEM SHALL BE DESIGNED AS INDICATED ON THE DRAWINGS. THE

SYSTEM SHALL BE INSTALLED AND TESTED IN ACCORDANCE WITH UFC
3-600-01, CHANGE 3, IBC, 2012 EDITION AND NFPA 72, 2013 EDITION.

. THE EXISTING SYSTEM CONTROL SHALL BE MAINTAINED.

. FINAL FIRE ALARM TEST SHALL BE WITNESSED BY THE COR.

. FILE A"RECORD OF COMPLETION" PREPARED IN ACCORDANCE WITH NFPA

72, AND THE FIRE ALARM TEST REPORT WITH THE COR.

. THE FLASH RATE OF VISIBLE NOTIFICATION APPLIANCES SHALL NOT

EXCEED TWO FLASHES PER SECOND, NOR BE LESS THAN ONE FLASH
EVERY SECOND, IN ACCORDANCE WITH NFPA 72. A MAXIMUM PULSE
DURATION SHALL BE 0.2 SECONDS WITH A MAXIMUM DUTY CYCLE OF 40
PERCENT, IN ACCORDANCE WITH NFPA 72. VISIBLE NOTIFICATION
APPLIANCES SHALL BE SPACED IN ACCORDANCE WITH NFPA 72 AND AS
INDICATED.

. OBTAIN APPROVALS FROM THE COR PRIOR TO COMMENCING WORK.

. AUDIBLE FIRE ALARM SOUND LEVEL SHALL BE AT LEAST 15 dBA ABOVE THE

AVERAGE AMBIENT SOUND LEVEL, OR 5 dBA ABOVE THE MAXIMUM SOUND
LEVEL HAVING A DURATION OF AT LEAST 60 SECONDS, WHICHEVER IS
GREATER, MEASURED 5 FEET ABOVE THE FLOOR IN THE OCCUPIABLE AREA,
BUT NOT GREATER THAN 120 dBA AT THE MINIMUM HEARING DISTANCE
FROM THE AUDIBLE APPLIANCE. PROVIDE ADEQUATE NOTIFICATION
APPLIANCES THROUGHOUT THE FACILITY TO MEET THE NFPA 72
REQUIREMENTS.

. PRIOR TO INITIATING WORK, THE CONTRACTOR SHALL FIELD VERIFY ALL
THE DEVICES AND TEST THE FUNCTIONALITY OF THE SYSTEM. PROVIDE
ANY DISCREPANCIES TO THE COR.
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SEE FA-001 FOR FIRE ALARM ABBREVIATIONS, SYMBOLS
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FIRE ALARM PLAN KEYED NOTES

1.

SEE FA-001 FOR FIRE ALARM ABBREVIATIONS, SYMBOLS

AND GENERAL NOTES.

@ MANUAL PULL STATION AND HORN STROBE SERVING THE

SECOND FLOOR CRAWL SPACE ARE LOCATED INSIDE THE
STAIRWELL ON THE ACTION SIDE OF THE DOOR.

(2) REPLACE EXISTING MANUAL PULL STATION.
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