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PHOTO #1 - GENERAL VIEW OF AN AREA 
IN THE COMMISSARY WHERE 3-LAYERS OF 
FLOOR TILE EXIST (A). 

PHOTO #3 - GENERAL VIEW OF AN AREA 
IN THE COMMISSARY WHERE 2-LAYERS OF 
FLOOR TILE EXIST. 

PHOTO #5 - GENERAL VIEW OF THERMAL 
SYSTEM INSULATION (TSI) ON PIPING IN 
THE WAREHOUSE MECHANICAL ROOM. THE 
WHITE MASTIC ON THE FIBERGLASS TSI IS 
ACM (A). 
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PHOTO #2 - GENERAL VIEW OF AN AREA 
IN THE COMMISSARY WHERE 1 -LAYER OF 
FLOOR TILE EXIST. THIS AREA IS THE 
BREAKROOM (TYP.). 

PHOTO #4 - GENERAL VIEW OF AN AREA 
ON THE 2ND FLOOR OF THE NEX WHERE 
2-LAYERS OF FLOOR TILE EXIST (TYP.). 
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HAZARDOUS MATERIALS - GENERAL NOTES 
1. A HAZARDOUS MATERIALS INSPECTION WAS PERFORMED. THE SURVEY/INSPECTION REPORT IS 

CONTAINED IN THE CONTRACT DOCUMENTS. THE WORK WILL REQUIRE THE REMOVAL OF 
ASBESTOS-CONTAINING MATERIALS (ACM) AS INDICATED. DESTRUCTIVE ACTIVITIES SUCH AS 
BREAKING INTO WALLS, CEILINGS AND FLOORS WERE NOT PERFORMED IN ORDER TO LOCATE 
MATERIALS. THEREFORE, IF DURING THE WORK SUSPECT MATERIALS ARE UNCOVERED, STOP 
WORK UNTIL THE MATERIAL IS PROPERLY IDENTIFIED AND ADDRESSED. 

2. THE CONTRACT DOCUMENTS REPRESENT CONDITIONS WITHIN THE FACILITY AT THE TIME OF THE 
INITIAL FIELD INVESTIGATION. REFER TO REPORT TO DETERMINE THOSE CONDITIONS. SHOULD 
CONDITIONS EXISTS OTHER THAN THOSE INDICATED IN THE REPORT, CONSULT THE ON-SITE 
PRIVATE QUALIFIED PERSON AND THE DESIGNER OF RECORD FOR VERIFICATION. 

3. VISIT THE SITE TO ASCERTAIN THE EXACT NATURE AND LOCATION OF THE WORK INCLUDING 
THE WORK OR COST THEREOF. 

4. COORDINATE ALL ASPECTS OF THE WORK WITH OTHER TRADES. SEE ARCHITECTURAL, 
MECHANICAL, PLUMBING, AND ELECTRICAL DEMOLITION DRAWINGS FOR COORDINATION 
REQUIREMENTS. 

5. REMOVE ACM IN ACCORDANCE WITH SPECIFICATION SECTION 02 82 16.00 20. 

6. ASBESTOS-CONTAINING PIPE INSULATION WAS NOT OBSERVED IN ACCESSIBLE PORTIONS OF 
THE BUILDING. ASBESTOS-CONTAINING WHITE MASTIC WAS OBSERVED ON FIBERGLASS THERMAL 
SYSTEM INSULATION (TSI) IN THE MECHANICAL ROOMS AND MAY BE PRESENT IN OTHER 
CONCEALED AREAS. ASBESTOS-CONTAINING PIPE INSULATION (RUNS, VALVES, ELBOWS, TEES, 
ETC.) MAY BE ENCOUNTERED IN CONCEALED AREAS WITHIN THE BUILDING, SUCH AS WALLS, 
CHASES, AND CEILING. CAREFULLY OPEN UP WALLS AND CONCEALED AREAS TO PREVENT THE 
POTENTIAL DISTURBANCE OF ACM. IF ASBESTOS-CONTAINING PIPE INSULATION OR ACM IS 
ENCOUNTERED IN CONCEALED AREAS WITHIN THE BUILDING AND IS TO BE DISTURBED IT 
SHOULD BE REMOVED IN ACCORDANCE WITH SPECIFICATION SECTION 02 82 16.00 20. FOR 
BIDDING PURPOSES ASSUME 500 SQUARE FEET OF ASBESTOS-CONTAINING WHITE MASTIC ON 
FIBERGLASS TSI. 

7. EXISTING PAINT WITHIN THE STRUCTURE HAS BEEN DETERMINED TO CONTAIN CONCENTRATIONS 
ABOVE THE LABORATORY'S MINIMUM DETECTION LIMIT OF THE FOLLOWING METALS: LEAD, 
CADMIUM AND CHROMIUM. PERFORM RENOVATION WORK IN ACCORDANCE WITH SPECIFICATION 
SECTION 02 83 13.00 20 "LEAD IN CONSTRUCTION". CONSTRUCTION STANDARDS ESTABLISHED 
BY OSHA FOR CHROMIUM, CADMIUM AND LEAD ARE; CHROMIUM, 29 CFR 1926.1126; CADMIUM, 
29 CFR 1926.1127 AND LEAD, 29 CFR 1926.62 

8. TOXICITY CHARACTERISTIC LEACHING PROCEDURE (TCLP) TESTING ON EXISTING PAINTED 
BUILDING MATERIALS, WHEN DEMOLISHED AS COMPONENTS OF AN ASSEMBLY TYPICALLY 
RETURN RESULTS CLASSIFYING THE WASTE AS NONHAZARDOUS. PAINTED MATERIAL REMOVED IN 
THE FORM OF STRIPPING, BLASTING, SCRAPING OR OTHER METHODS THAT REMOVE THE PAINT 
COATING FROM THE EXISTING SUBSTRATE, OR PRODUCES A WASTE RESULTING PRIMARILY OF 
PAINT MATERIAL, WILL RESULT IN WASTE CLASSIFIED AS HAZARDOUS. COORDINATE AND 
PERFORM THE WORK PROCEDURES TO DETERMINE THE ANTICIPATED WASTE STREAM 
CHARACTERIZATION. CONTRACTOR IS RESPONSIBLE FOR ALL COSTS ASSOCIATED WITH DISPOSAL 
OF WASTE GENERATED FROM THE WORK. 

9. ALL LIGHT BALLASTS WITHOUT "NON PCB" MARKINGS AND ALL FLUORESCENT LIGHT TUBES 
SHALL BE REMOVED IN ACCORDANCE WITH SPECIFICATION SECTION 02 84 16. FOR BIDDING 
PURPOSES, ASSUME 50 BALLASTS CONTAIN PCB's AND 1,700 FLUORESCENT LIGHT TUBES 
CONTAIN MERCURY VAPOR. 

10. DISASSEMBLE, REMOVE, AND INSPECT ALL FIRE DOORS TO DETERMINE ASBESTOS CONTENT. 
REMOVE, HANDLE, AND DISPOSE OF ASBESTOS FIRE DOORS IN ACCORDANCE WITH 
SPECIFICATION SECTION 02 82 16.00 20. NON-ASBESTOS FIRE DOORS SHALL BE DISPOSED 
OF AS REGULAR CONSTRUCTION WASTE. FOR BIDDING PURPOSES, ASSUME 2 
ASBESTOS-CONTAINING FIRE DOORS EXIST (TOTAL FOR PROJECT), 1 SINGLE LEAF DOOR ON 
FIRST FLOOR AT STAIR #1 AND 1 DOUBLE LEAF DOOR ON THE SECOND FLOOR AT STAIR #1. 

HUGH N. ADCOCK, JR. 
Lie. No. 015231 

APPROVED 

FOR C\lWWANI>ER NAYFAC 

ACTIVITY 

CDR t.4ARC BERNATH 
NEXCOt.4 - FACILITIES DIVISION 

SATISFACTORY TO DATE 07JUL201-4 

DES HNA ORW HNA CHK 8TH 
PW/DW RDS PJ8 
BR.i.~CH t.l.i.~AGER 

CHIEF ENG/ARCH DWG 
FIRE PROTECTIO~ 

c ~ >-
z ~ U .. ~ 

~ ~:Z~ 
a ~ 0 
u ~ >- Z 
a eO 
~ ~ ~O W (f) 
Lo.I I ,,, ::r:: 
6 CI ~ VZ.l D... 
zz;:::: <:( 

W<iO'i ~ 25
0 ~::::!:---' 1.1.. 

E::E~ X ~------------------------------------------------------~~Oz LU ~ 
DEMOLITION KEYNOTES ill THIS SHEET ONLY ~ g D... 

~~~~~~~~~~~~~~~~-----------'T7~T7~rr'-~~Z ~ ~ ~ 
1. REMOVE 1-LAYER OF ACM FLOOR TILE AND MASTIC. I/0W ~ Z ffi 0 _ (f) 

2. REMOVE 1-LAYER OF ACM FLOOR TILE AND MASTIC BENEATH CARPET. ~C~ 

3. REMOVE 2-LAYERS OF ACM FLOOR TILE AND MASTIC. ~ 

4. REMOVE 3-LAYERS OF ACM FLOOR TILE AND MASTIC. ~ 

5. REMOVE FIRE DOOR, ASSUMED TO BE ACM. 

6. REMOVE WHITE MASTIC ON TSI AS REQUIRED, COORDINATE WITH. 
PLUMBING AND MECHANICAL DRAWINGS. 
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1. REMOVE 1-LAYER OF ACM FLOOR TILE AND MASTIC. Wffi/A 
2. REMOVE 1-LAYER OF ACM FLOOR TILE AND MASTIC BENEATH CARPET. WPm 
3. REMOVE 2-LAYERS OF ACM FLOOR TILE AND MASTIC. ~ 

4. REMOVE 3-LAYERS OF ACM FLOOR TILE AND MASTIC. ~ 

5. REMOVE FIRE DOOR. ASSUMED TO BE ACM. 

6. REMOVE WHITE MASTIC ON TSI AS REQUIRED. COORDINATE WITH. 
PLUMBING AND MECHANICAL DRAWINGS. 
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Z DEMOLITION KEYNOTES ill THIS SHEET ONLY 

1. REMOVE 1-LAYER OF ACM FLOOR TILE AND MASTIC. W &' flJ 
2. NOT USED ON THIS SHEET. 

3. NOT USED ON THIS SHEET. 

4. NOT USED ON THIS SHEET. 

5. REMOVE FIRE DOOR, ASSUMED TO BE ACM. 

6. REMOVE WHITE MASTIC ON TSI AS REQUIRED, COORDINATE WITH. 
PLUMBING AND MECHANICAL DRAWINGS. 
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