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ABBREVIATIONS
-L-

LAB LABORATORY

LAT LATITUDE

LAV LAVATORY

LB or # POUND

LH LEFT HAND

LONG LONGITUDE

LVR LOUVER

-M-

M METER

MACH MACHINE

MAINT MAINTENANCE

MAS MASONRY

MATL MATERIAL

MAX MAXIMUM

MECH MECHANICAL

MFR MANUFACTURER

MIN MINIMUM

MISC MISCELLANEOUS

MM MILLIMETER

MO MASONRY OPENING

MTD MOUNTED

MTL METAL

-N-

N NORTH

N/A NOT APPLICABLE

NIC NOT IN CONTRACT

NO NUMBER

NOM NOMINAL

NTP NOTICE TO PROCEED

NTS NOT TO SCALE

-O-

OC ON CENTER

OD OUTSIDE DIAMETER

OFF OFFICE

OPNG OPENING

OPP OPPOSITE

-P-

PA PUBLIC ADDRESS

PERIM PERIMETER

PKG PACKAGE

PL PLATE

PLMB PLUMBING

PLYWD PLYWOOD

PROJ PROJECT

PSF POUNDS PER SQUARE FOOT

PSI POUNDS PER SQUARE INCH

PVC POLYVINYL CHLORIDE

-R-

R RADIUS

R/A RETURN AIR

RCP REFLECTIVE CEILING PLAN

RD ROOF DRAIN

RECP RECEPTACLE

REFER REFERENCE

REINF REINFORCED

REQ'D REQUIRED

REV REVISION

RH RIGHT HAND

RO ROUGH OPENING

-S-

S SOUTH

S/A SUPPLY AIR

SCHED SCHEDULE

SECT SECTION

SF SQUARE FOOT

SID STRUCTURAL INTERIOR DESIGN

SIM SIMILAR

SPEC SPECIFICATION

SQ SQUARE, AS IN "SQ FT"

STC SOUND TRANSMISSION COEFFICIENT

STD STANDARD

STOR STORAGE

STRUCT STRUCTURAL

SUPP SUPPORT

SUSP SUSPENDED

SYS SYSTEM

-T-

TD TRENCH DRAIN

TECH TECHNICAL

THRU THROUGH

TLT TOILET

TO TOP OF, AS IN "TO STEEL"

TYP TYPICAL

-U-

UL UNDERWRITERS LABORATORY

UNO UNLESS NOTED OTHERWISE

UTIL UTILITY

-V-

VENT VENTILATE, VENTILATOR

VERT VERTICAL

VOL VOLUME

-W-

W WEST, WIDTH

W/ WITH

W/O WITHOUT

WC WATER CLOSET

WD WOOD

WH WATER HEATER

WT WEIGHT

-A-

A/E ARCHITECT/ENGINEER

ACOUST ACOUSTICAL

ADJ ADJACENT, ADJUSTABLE

AFF ABOVE FINISH FLOOR

AHJ AUTHORITY HAVING JURISDICTION

ALT ALTERNATE

ALUM ALUMINUM

APPROX APPROXIMATE

ARCH ARCHITECTURE, ARCHITECT

-B-

BD BOARD

BITUM BITUMINOUS

BLDG BUILDING

BLKG BLOCKING

BO BOTTOM OF, AS IN "BO STEEL"

BTWN BETWEEN

-C-

CAB CABINET

CCTV CLOSED CIRCUIT TELEVISION

CID COMPREHENSIVE INTERIOR DESIGN

CJ CONTROL JOINT, CONSTRUCTION JOINT

CL CENTER LINE

CLG CEILING

CLR CLEAR

CMU CONCRETE MASONRY UNIT

CO CLEANOUT

COL COLUMN

COMM COMMUNICATION

CONC CONCRETE

CONSTR CONSTRUCTION

CONT CONTINUOUS

CONTR CONTRACT, CONTRACTOR

COORD COORDINATE

CORR CORRUGATED OR CORRIDOR

CU CUBIC

°C CELSIUS

-D-

DBL DOUBLE

DEMO DEMOLITION

DESCR DESCRIPTION

DET DETAIL

DIA DIAMETER

DIAG DIAGONAL

DIM DIMENSION

DN DOWN

DR DOOR

DS DOWNSPOUT

DWG DRAWING

-E-

E EAST

EA EACH

EEW EMERGENCY EYEWASH

EF EXHAUST FAN

EJ EXPANSION JOINT

EL ELEVATION, AS IN HEIGHT

ELAST ELASTOMERIC

ELEC ELECTRIC / ELECTRICAL

ELEV ELEVATOR, OR ELEVATION AS IN NORTH ELEV

EQ EQUAL

EQUIP EQUIPMENT

ETC AND SO FORTH (ETCETERA)

EW EACH WAY

EWC ELECTRIC WATER COOLER

EXH EXHAUST

EXIST EXISTING

EXP EXPANSION

EXT EXTERIOR

-F-

FD FLOOR DRAIN

FDN FOUNDATION

FE FIRE EXTINGUISHER WITH WALL BRACKET

FEC FIRE EXTINGUISHER CABINET

FF FINISH FLOOR

FF&E FURNITURE, FIXTURES & EQUIPMENT

FHC FIRE HOSE CABINET (WITH EXTINGUISHER & BRACKET)

FHR FIRE HOSE REEL (WITH EXTINGUISHER & BRACKET)

FIN FINISHED, FINISH

FLR FLOOR

FT FEET / FOOT

°F FAHRENHEIT

-G-

GA GAUGE

GALV GALVANIZED

GRTG GRATING

GYP GYPSUM

GYP BD GYPSUM BOARD

-H-

H HIGH

HD HAND

HDWR HARDWARE

HM HOLLOW METAL

HORIZ HORIZONTAL

HT HEIGHT

HVAC HEATING, VENTILATION & AIR CONDITIONING

-I-

ID INSIDE DIAMETER

IN INCH

INSUL INSULATION

INT INTERIOR

-J-

JAN JANITOR'S CLOSET

PLAN LEGENDCALL OUT IDENTIFICATION
1. ALL WORK SHALL COMPLY WITH ALL APPLICABLE CODES AND STANDARDS AS LISTED OR REFERENCED ON LIFE SAFETY PLAN AND LIFE SAFETY

CRITERIA OR AS REQUIRED BY THE AUTHORITY HAVING JURISDICTION.

2. DIMENSIONS SHALL GOVERN.  DETAILS SHALL GOVERN OVER PLANS AND ELEVATIONS.  LARGE SCALE DETAILS OR PLANS SHALL GOVERN OVER SMALL
SCALE DETAILS OR PLANS.  DO NOT SCALE DRAWINGS.

3. THE GENERAL CONTRACTOR SHALL PROVIDE AND INSTALL ALL EXIT SIGNS, EMERGENCY LIGHTING SYSTEMS, ALARM SYSTEMS AND AUTOMATIC
SPRINKLER SYSTEMS AS REQUIRED BY APPLICABLE CODES AND STANDARDS OR AS REQUIRED BY THE AUTHORITY HAVING JURISDICTION.

4. ALL FLOORS SHALL BE INSPECTED FOR DAMAGE, WARPING OR OTHER NOTICEABLE DEVIATIONS AND PATCHED AND LEVELED PRIOR TO COVERING
WITH FLOOR FINISHES, OR ERECTION AND INSTALLATION OF COLD-FORMED FRAMING.

5. ANY MANUFACTURER'S OR BRAND NAME PRODUCTS INDICATED OR SPECIFIED ARE DONE SO TO ESTABLISH A MINIMUM LEVEL OF QUALITY.

6. ALL CONSTRUCTION SHALL MEET OR EXCEED LOCAL INDUSTRY STANDARDS.  DETAILS ARE PROVIDED TO INDICATE MINIMUM QUALITY AND TO GIVE
STANDARDS OF CONSTRUCTION.  IF A CONDITION IS NOT SPECIFICALLY DETAILED, SUBMIT A SIMILAR DETAIL FOR GUIDANCE AND APPROVAL.

7. THE LETTERS I, O, AND Q ARE NOT USED TO INDICATE DETAILS, SECTIONS OR ELEVATIONS.

8. PROVIDE PRESERVATIVE-TREATED WOOD AT ALL LOCATIONS WHERE WOOD IS IN DIRECT CONTACT WITH CONCRETE OR MASONRY.

9. PROVIDE FIRE-RESISTANT TREATED WOOD BLOCKING FOR SECURE ANCHORAGE OF ALL SHELVES, RUNNING TRIM, RAILINGS, SUSPENDED ITEMS,
DOOR-STOPS, GRAB-BARS, AND OTHER SIMILAR WOODWORK, HARDWARE, SPECIALTIES, ACCESSORIES, FIXTURES, OR EQUIPMENT.

10. PROVIDE CEMENT BOARD SHEATHING AT ALL AREAS WHERE A TILE SURFACE IS TO BE INSTALLED ON METAL STUD WALLS.

11. PROVIDE WATER-RESISTANT GYPSUM BOARD AT ALL WET OR UNCONDITIONED AREAS INCLUDING, BUT NOT LIMITED TO, PARTITIONS BEHIND SINKS.
CONTRACTOR TO INSURE THAT FIRE RATING IS MAINTAINED.

12. PAINT, STAIN, OR COAT ALL EXPOSED SURFACES OF CONSTRUCTION UNLESS NOTED OTHERWISE OR IF SURFACES ARE PRE-FINISHED.

13. ALL OPENING DIMENSIONS ARE NOMINAL.  THE CONTRACTOR SHALL FIELD MEASURE ALL OPENINGS AND COORDINATE WITH THE APPROPRIATE
SUPPLIER FOR ALL DOORS AND WINDOWS.

14. ALL CONDUITS, PLUMBING, PIPING, DUCTWORK, AND OTHER EQUIPMENT EXPOSED TO VIEW SHALL BE LOCATED PARALLEL OR PERPENDICULAR TO
THE STRUCTURAL FRAMING SYSTEM.

15. PROVIDE GALVANIC PROTECTION BETWEEN DISSIMILAR MATERIALS, WHERE REQUIRED.

16. ARCHITECTURAL DETAILS ARE APPLICABLE WHERE INDICATED BY SECTION CUT, BY NOTE, OR BY DETAIL TITLE.  INCORPORATE SIMILAR DETAILS AT
SIMILAR CONDITIONS UNLESS NOTED OTHERWISE.  THE CONTRACTOR MAY REQUEST A CLARIFICATION IF REQUIRED, OTHERWISE THE MORE
STRINGENT REQUIREMENTS SHALL CONTROL.

17. PROVIDE FIRE-STOPPING SYSTEMS AT TOP OF AND AT ALL PENETRATIONS THROUGH FIRE-RATED PARTITIONS.

18. SEAL AROUND ALL DOOR AND WINDOW FRAMES, COUNTERTOPS, WALL-MOUNTED FIXTURES AND EQUIPMENT TO ADJACENT WALL SURFACES.

19. THE CONTRACTOR SHALL REVIEW THE DIMENSIONS OF ALL EQUIPMENT IN THE PROJECT REGARDLESS OF THE SOURCE AND COORDINATE ACCESS
TO THE SPACE AND VERIFY CLEAR FLOOR SPACE IS PROVIDED AS REQUIRED TO ENSURE EASE OF INSTALLATION.

20. ALL WORK MUST BE OF GOOD QUALITY, FREE FROM DEFECTS, AND IN ACCORDANCE WITH THE REQUIREMENTS OF THE CONTRACT DOCUMENTS.

21. THE CONTRACTOR IS RESPONSIBLE FOR THE COORDINATION OF ALL PENETRATIONS IN THE STRUCTURE FOR THE PROPER INSTALLATION OF THE
WORK.  REFER TO STRUCTURAL DRAWINGS FOR SECONDARY FRAMING AND OR REINFORCING REQUIRED AT PENETRATIONS IN STEEL, CONCRETE OR
MASONRY.

22. THE CONTRACTOR SHALL PROVIDE ACCESS DOORS OR PANELS AS REQUIRED FOR SERVICING OF PIPING, DUCTWORK, CABLE TRAYS, FIRE DAMPERS
AND SIMILAR APPLICATIONS.  ALL PROPOSED ACCESS DOOR LOCATIONS TO BE SUBMITTED FOR APPROVAL PRIOR TO INSTALLATION.

23. PROVIDE ALL HVAC, PLUMBING, GAS OR ELECTRIC SERVICE CONNECTIONS TO CASEWORK, FIXTURES, SIGNAGE, OR EQUIPMENT INDICATED
(WHETHER UNITS ARE INSTALLED BY CONTRACTOR OR BY OTHERS).

24. BRACE PARTITIONS, SUSPENDED CEILINGS, SOFFITS, SUSPENDED ITEMS, ETC. ONLY TO STRUCTURAL ELEMENTS ABOVE.  DO NOT ANCHOR TO ROOF
DECK, PLUMBING / SPRINKLER PIPES, DUCTWORK, ELECTRICAL CONDUIT OR SIMILAR ELEMENTS.

25. EXTEND ALL FLOORING AND WALL-BASE COMPLETELY INTO RECESSES, UNDER OPEN COUNTERTOPS, AND BEHIND ALL EQUIPMENT.

26. ALL MATERIALS USED FOR CONSTRUCTION SHALL BE NEW AND UNDAMAGED.  THE CONTRACTOR SHALL SUBMIT SHOP DRAWINGS FOR ALL WORK
SHOWN.

27. THE CONTRACTOR SHALL BECOME FULLY ACQUAINTED WITH CONDITIONS RELATED TO THE WORK. ANY DISCREPANCIES BETWEEN THE DRAWINGS
AND THE ACTUAL CONDITIONS SHALL BE REPORTED TO THE DESIGN PROFESSIONALS FOR RESOLUTION PRIOR TO PROCEEDING WITH THE WORK.

28. DRAWINGS CONTAINED IN THIS SET SHALL NOT BE REPRODUCED FOR SHOP DRAWINGS.  COPIES OF THESE DRAWINGS SUBMITTED AS SHOP
DRAWINGS WILL BE REJECTED AND RETURNED TO THE CONTRACTOR.

29. EACH INSTALLER MUST EXAMINE SUBSTRATE AND/OR CONDITIONS UNDER WHICH THE WORK WILL BE INSTALLED AND REPORT TO THE CONTRACTOR
IN WRITING ANY CONDITIONS DETRIMENTAL TO THE PROPER AND TIMELY EXECUTION OF THE INSTALLERS WORK. DO NOT PROCEED UNTIL
UNSATISFACTORY CONDITIONS ARE CORRECTED. INSTALLATION SHALL CONSTITUTE ACCEPTANCE OF THE SUBSTRATE AND/OR CONDITIONS.

30. "TYPICAL" (TYP) AS USED IN THESE DOCUMENTS SHALL MEAN THAT THE CONDITIONS OR DIMENSION IS THE SAME OR REPRESENTATIVE FOR SIMILAR
CONDITIONS THROUGHOUT.

31. CONTROL JOINTS (CJ) SHALL BE INSTALLED AT ALL PARTITIONS.  CJ AT GYPSUM PARTITIONS SHALL BE MAXIMUM 30'-0" O.C., CJ AT CONCRETE
MASONRY UNIT PARTITIONS SHALL BE MAXIMUM 20'-0" O.C., UNLESS OTHERWISE NOTED ON DRAWINGS. REFER TO ELEVATION DRAWINGS FOR
EXTERIOR CONTROL JOINT LOCATIONS. REVIEW CJ LOCATIONS WITH ARCHITECT PRIOR TO INSTALLATION.

32. NON-BEARING PARTITIONS SHALL BE ISOLATED FROM THE BUILDING STRUCTURE TO PREVENT TRANSFER OF BUILDING LOADS FROM THE STRUCTURE
TO THE PARTITIONS.

33. PRIOR TO BEGINNING ANY WORK, NOTIFY OWNER OF ANY EXISTING MATERIALS OBSERVED TO POSSIBLY CONTAIN ASBESTOS.

34. REMOVE ABANDONED PIPE, DUCTS, CONDUITS, AND EQUIPMENT INCLUDING THOSE ABOVE ACCESSSIBLE CEILINGS BACK TO THE SOURCE OF SUPPLY
WHERE POSSIBLE.  WHERE NOT POSSIBLE CAP, STUB, AND TAG WITH IDENTIFICATION. PATCH HOLES LEFT BY REMOVAL USING MATERIALS SPECIFIED
FOR NEW CONSTRUCTION.

35. REMOVE EXISTING WORK AS INDICATED AND AS REQUIRED TO ACCOMPLISH NEW WORK.

36. WHERE EXISTING FINISHED SURFACES ARE CUT SO THAT A SMOOTH TRANSITION WITH NEW WORK IS NOT POSSIBLE, TERMINATE EXISTING SURFACE
ALONG A STRAIGHT LINE AT A NATURAL LINE OF DIVISION AND MAKE RECOMMENDATION TO ARCHITECT.

37. PROTECT EXISTING WORK TO REMAIN. PERFORM CUTTING TO ACCOMPLISH REMOVALS NEATLY AND AS SPECIFIED FOR CUTTING NEW WORK. REPAIR
ADJACENT CONSTRUCTION AND FINISH DAMAGED DURING REMOVAL WORK.  PATCH AS SPECIFIED FOR PATCHING NEW WORK.

38. THE CONTRACTOR IS RESPONSIBLE FOR VERIFYING THE EXTENT, NATURE, AND SCOPE OF WORK DESCRIBED IN THE CONTRACT DOCUMENTS AND
COORDINATING WITH THE OWNER OR HIS/HER REPRESENTATIVE THE INTERFACING OF THE EXISTING BUILDING AND THE WORK SHOWN AND
DESCRIBED IN THESE CONTRACT DOCUMENTS.

39. ALL "EXISTING" INFORMATION ON THE CONTRACT DOCUMENTS HAS BEEN OBTAINED FROM A PREVIOUS SET OF DRAWINGS, OR FROM FIELD
INVESTIGATION AND SUCH "EXISTING" INFORMATION SHALL BE FIELD VERIFIED BY ALL CONTRACTORS.

40. THE CONTRACTOR SHALL COORDINATE WITH THE OWNER FOR DESIGNATED CONSTRUCTION STAGING LOCATIONS, STORAGE AREAS, AND
CONSTRUCTION SEQUENCING.
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A1

AD402
C2

AD402

1. REMOVE FLOOR FINISH & BASE TO INCLUDE BUT NOT LIMITED
TO CARPET AND CERAMIC TILE ALONG ALL CORRIDORS AND
LOBBY SPACE.

2. REMOVE FLOOR FINISH & BASE TO INCLUDE BUT NOT LIMITED
TO VCT AND CERAMIC TILE IN LAUNDRY ROOMS AND STAIRS.

3. REMOVE ALL WALL COVERING AND CHAIR RAILS FROM ALL
CORRIDORS, LOBBY AND GUEST ROOMS. ALL GYPSUM BD AND
CEILING TO BE REMOVED WHERE DAMAGED BY WALL COVERING
AND CHAIR RAIL REMOVAL.

4. AREAS OF THE FIRST FLOOR (NORTH AND EAST PERIMETER
WALL DRYWALL) DEPICT LIMITED VISIBLE MICROBIAL GROWTH
ON THE EXISTING DRYWALL SCHEDULED FOR DEMOLITION.  THIS
MICROBIAL GROWTH SHALL BE REMOVED IN ACCORDANCE WITH
SPECIFICATION SECTION 02 85 00.00 20 MOLD REMEDIATION.
ASSUME 50% OF ALL PERIMETER FURRING TO REQUIRE
MICROBIAL GROWTH REMOVAL.
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SCALE:  1/8" = 1'-0"A-402

A1 NORTH BUILDING ELEVATION - DEMOLITION

SCALE:  1/8" = 1'-0"AD101

C1 EAST BUILDING ELEVATION - DEMOLITION

4' 8' 16'0'
1/8" =1'-0"

GRAPHIC SCALE:

GENERAL NOTES:
1. REMOVE ALL  EXISTING EXTERIOR DOORS AND WINDOWS UNLESS

INDICATED OTHERWISE. PROTECT EXISTING EXTERIOR INSULATING FINISH

SYSTEM FROM DAMAGE AS REQUIRED FOR REMOVAL OF WINDOWS AND

DOORS.
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SCALE:  1/8" = 1'-0"AD101

A1 SOUTH BUILDING ELEVATION - DEMOLITION

SCALE:  1/8" = 1'-0"AD101

C1 WEST BUILDING ELEVATION - DEMOLITION

4' 8' 16'0'
1/8" =1'-0"

GRAPHIC SCALE:

GENERAL NOTES:
1. REMOVE ALL  EXISTING EXTERIOR DOORS AND WINDOWS UNLESS

INDICATED OTHERWISE. PROTECT EXISTING EXTERIOR INSULATING FINISH

SYSTEM FROM DAMAGE AS REQUIRED FOR REMOVAL OF WINDOWS AND

DOORS.
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DEMOLITION NOTES:
1. REMOVE FLOOR FINISH TO INCLUDE BUT NOT LIMITED

TO CARPET, CERAMIC TILE AND VCT.

2. REMOVE WALLS TO EXTENTS SHOWN.

3. REMOVE CEILING TILES, SUPPORTS AND HANGARS.

4. REMOVE DOORS, FRAMES AND HARDWARE.

5. REMOVE VANITY.

6. REMOVE PLUMBING FIXTURES TO INCLUDE BUT NOT

LIMITED TO SHOWER / TUB, WATER CLOSET AND SINK.

7. REMOVE CLOSET SHELVING.

8. REMOVE WINDOW AND FRAME.

9. REMOVE COUNTERTOP AND CABINETS.

10. REMOVE GYPSUM CEILING FINISH.

11. REMOVE GYPSUM BOARD, INSULATION AND FURRING.

12. REMOVE 2-BURNER COOKTOP.

13. REMOVE MAILBOX UNIT

14. REMOVE GUARDRAILS

15. VENDING AND ICE MACHINE. NOT IN CONTRACT. ITEMS

SHALL BE REMOVED BY NGIS

16. REMOVE AND SALVAGE CEILING TILES AND GRID AS

REQUIRED FOR INSTALLATION OF NEW MECHANICAL

SYSTEMS. RE-INSTALL CEILING AND GRID AT SAME

LOCATION AND HEIGHT.

17. HOLLOW METAL FRAMES TO REMAIN. REMOVE AND

SALVAGE DOORS AND HARDWARE. CREATE INVENTORY

OF ITEMS TO REMOVE. MARK AND IDENTIFY DOOR

LOCATIONS AND ASSOCIATED HARDWARE. REFER TO

NEW WORK PLANS AND DOOR SCHEDULE FOR

ADDITIONAL INFORMATION.

# DEMOLITION LEGEND

TO BE DEMOLISHED

EXISTING TO REMAIN
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1305 EXECUTIVE BLVD.
SUITE 160

CHESAPEAKE, VA 23320

4/20/16

PER SAT-TO DOCUMENT FROM GERARD MONTANI
(PM&BRANCH HEAD) WITH FEAD AT NAVAL STATION

NEWPORT-NEWPORT, RI

FIRE PROTECTION
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SCALE:  1/4" = 1'-0"AD101

C4 FIRST FLOOR UNIT A - DEMOLITION PLAN

SCALE:  1/4" = 1'-0"AD101

B3 FIRST FLOOR UNIT B - DEMOLITION PLAN
SCALE:  1/4" = 1'-0"AD101

B1

LOBBY ENTRANCE AND VENDING -
DEMOLITION PLAN

2' 4' 8'0'
1/4" =1'-0"

GRAPHIC SCALE:



DEMOLITION NOTES:
1. REMOVE FLOOR FINISH TO INCLUDE BUT NOT LIMITED

TO CARPET, CERAMIC TILE AND VCT.

2. REMOVE WALLS TO EXTENTS SHOWN.

3. REMOVE CEILING TILES, SUPPORTS AND HANGARS.

4. REMOVE DOORS, FRAMES AND HARDWARE.

5. REMOVE VANITY.

6. REMOVE PLUMBING FIXTURES TO INCLUDE BUT NOT

LIMITED TO SHOWER / TUB, WATER CLOSET AND SINK.

7. REMOVE CLOSET SHELVING.

8. REMOVE WINDOW AND FRAME.

9. REMOVE COUNTERTOP AND CABINETS.

10. REMOVE GYPSUM CEILING FINISH.

11. REMOVE GYPSUM BOARD, INSULATION AND FURRING.

12. REMOVE 2-BURNER COOKTOP.

13. REMOVE MAILBOX UNIT

14. REMOVE GUARDRAILS

15. VENDING AND ICE MACHINE. NOT IN CONTRACT. ITEMS

SHALL BE REMOVED BY NGIS

16. REMOVE AND SALVAGE CEILING TILES AND GRID AS

REQUIRED FOR INSTALLATION OF NEW MECHANICAL

SYSTEMS. RE-INSTALL CEILING AND GRID AT SAME

LOCATION AND HEIGHT.

17. HOLLOW METAL FRAMES TO REMAIN. REMOVE AND

SALVAGE DOORS AND HARDWARE. CREATE INVENTORY

OF ITEMS TO REMOVE. MARK AND IDENTIFY DOOR

LOCATIONS AND ASSOCIATED HARDWARE. REFER TO

NEW WORK PLANS AND DOOR SCHEDULE FOR

ADDITIONAL INFORMATION.
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TO BE DEMOLISHED

EXISTING TO REMAIN
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1305 EXECUTIVE BLVD.
SUITE 160

CHESAPEAKE, VA 23320

4/20/16

PER SAT-TO DOCUMENT FROM GERARD MONTANI
(PM&BRANCH HEAD) WITH FEAD AT NAVAL STATION

NEWPORT-NEWPORT, RI
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SCALE:  1/4" = 1'-0"AD101

A1 SECOND FLOOR UNIT B - DEMOLITION PLAN

SCALE:  1/4" = 1'-0"AD101

C2 SECOND FLOOR UNIT A - DEMOLITION PLAN

SCALE:  1/4" = 1'-0"AD103

A2 FIFTH FLOOR UNIT A - DEMOLITION PLAN

2' 4' 8'0'
1/4" =1'-0"

GRAPHIC SCALE:
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PROVIDE NEW FLASHING OVER METAL PANEL.
TIE-IN TO EXISTING ROOF SYSTEM AROUND
ENTIRE EAVE

ELEVATOR
OVERUN
TO REMAIN

ROOF ACCESS
HATCH TO REMAIN

GENERAL NOTES
1. ALL DIMENSIONS ARE FROM CENTER LINE OF COLUMN ROW TO CENTER LINE

OF COLUMN ROW, FACE OF STUD TO FACE OF STUD, FACE OF CMU TO FACE
OF CMU UNLESS OTHERWISE NOTED.

2. REFER TO MECHANICAL AND ELECTRICAL DRAWINGS FOR PENETRATION
LOCATIONS, SEE SHEET A-511 FOR TYPICAL PENETRATION DETAILS.

3. DOOR LOCATION NOT DIMENSIONED ARE 4" FROM FACE OF FINISH WALL TO
DOOR JAMB FACE.

4. REFER TO ELEVATIONS ON A-200 SERIES DRAWINGS FOR LOUVER/WINDOW
LOCATIONS.

5. REFER TO SHEETS A-501 FOR PARTITION TYPES.
6. REFER TO SHEETS A-602 FOR DOOR SCHEDULE.
7. REFER TO SHEET A-602 FOR WINDOW AND LOUVER SCHEDULE.
8. REFER TO SHEET A-601 FOR ROOM FINISH SCHEDULE.
9. REFER TO I-500 FOR MILLWORK INFORMATION.
10. PROVIDE NEW GUARDRAILS AND HANDRAILS AT ALL EXISTING STAIRS -

OPTION.

 LEGEND

PROVIDE GYPSUM BOARD CEILING

WALL / CEILING ACCESS PANELAP
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SCALE:  1/8" = 1'-0"

FIFTH FLOOR PLAN

PLAN

NORTH

SCALE:  1/8" = 1'-0"

ROOF PLAN

WORK NOTES#

1. PROVIDE 1 HR FIRE RATED SOFFIT ENCLOSURE WITH 2 LAYERS OF
5/8" TYPE "X" GYPSUM BOARD OVER 3 5/8" METAL STUDS SPACED @
16" O.C. FILL SPACE BETWEEN STUDS WITH MINERAL WOOL BATT
INSULATION. FIRE SEAL ALL JOINTS BETWEEN SOFFIT AND
EXISTING MASONRY WALLS AND CONCRETE SLAB ABOVE.
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GENERAL NOTES:
1. PROVIDE PRE-INSULATED METAL PANEL OVER COLD

FORMED FRAMING OVER ENTIRE EXISTING FACADE.
2. PROVIDE PERIMETER EAVE FLASHING AROUND ROOF

EDGE FOR METAL PANEL TIE-IN.
3. ALUMINUM WINDOW FRAME AND STOREFRONT COLOR TO

MATCH CENTRIA COLOR - SOLID MOCHA #1243.

LEGEND:
METAL PANEL - CENTRIA COLOR SOLID MOCHA #1243

METAL PANEL - CENTRIA COLOR - SOLID PRISM YELLOW #997

METAL PANEL - CENTRIA COLOR - EFFECT COATINGS BRICK II #9988

1382693

CHIEF ENG/ARCH

BRANCH MANAGER

PM / DM

N
A

V
A

L
 F

A
C

IL
IT

IE
S

 E
N

G
IN

E
E

R
IN

G
 C

O
M

M
A

N
D

 ~
 M

ID
L
A

N
T

N
O

R
T

H
 I
P

T
N

E
W

P
O

R
T

, 
R

H
O

D
E

 I
S

L
A

N
D

N
A

V
A

L
 S

T
A

T
IO

N
 N

E
W

P
O

R
T

N
E

W
P

O
R

T
, 
R

H
O

D
E

 I
S

L
A

N
D

R
E

V
D

A
T

E
:

F
IL

E
 N

A
M

E
:

A/E INFO

A

B

C

D

1 2 3 4 5

1 2 3 4 5

A

B

C

D

SCALE:

CONSTR. CONTR. NO.

EPROJECT NO.

SHEET

NAVFAC DRAWING NO.

DES DRW

N
A

V
A

L
 F

A
C

IL
IT

IE
S

 E
N

G
IN

E
E

R
IN

G
 C

O
M

M
A

N
D

D
E

P
A

R
T

M
E

N
T

 O
F

 T
H

E
 N

A
V

Y

S
Y

M
D

E
S

C
R

IP
T

IO
N

D
A

T
E

A
P

P
R

DRAWFORM REVISION: 10 MAY 2014

177

MLW/LEJ

DWG

OF

SEAL

CHK

SATISFACTORY TO DATE

FOR COMMANDER NAVFAC

ACTIVITY

APPROVED

AS NOTED

R
E

N
O

V
A

T
IO

N
 O

F
 B

U
IL

D
IN

G
 6

7
8

UNCLASSIFIED/ /FOR OFFICIAL USE ONLY

U
N

C
L
A

S
S

IF
IE

D
/ 
/F

O
R

 O
F

F
IC

IA
L
 U

S
E

 O
N

L
Y

U
N

C
L
A

S
S

IF
IE

D
/ 
/F

O
R

 O
F

F
IC

IA
L
 U

S
E

 O
N

L
Y

UNCLASSIFIED/ /FOR OFFICIAL USE ONLY

1305 EXECUTIVE BLVD.
SUITE 160

CHESAPEAKE, VA 23320

4/20/16

PER SAT-TO DOCUMENT FROM GERARD MONTANI
(PM&BRANCH HEAD) WITH FEAD AT NAVAL STATION

NEWPORT-NEWPORT, RI

FIRE PROTECTION

5
/3

/2
0
1
6
 9

:0
4
:5

6
 A

M
C

:\
R

e
v
it

_
P

ro
je

c
ts

\8
7
9
9
7
-N

G
IS

B
6
7
8
\M

o
d

e
ls

\A
rc

h
\8

7
9
9
7
_
A

_
a
c
a
n

to
ri

a
.r

v
t

A-201

E
X

T
E

R
IO

R
 B

U
IL

D
IN

G
 E

L
E

V
A

T
IO

N
S

PGEV

24

12722010

TH

SCALE:  1/8" = 1'-0"A-101

A1 NORTH BUILDING ELEVATION
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GENERAL NOTES:
1. PROVIDE PRE-INSULATED METAL PANEL OVER COLD

FORMED FRAMING OVER ENTIRE EXISTING FACADE.

2. PROVIDE PERIMETER EAVE FLASHING AROUND ROOF

EDGE FOR METAL PANEL TIE-IN.

3. ALUMINUM WINDOW FRAME AND STOREFRONT COLOR TO

MATCH CENTRIA COLOR - SOLID MOCHA #1243.

LEGEND:

METAL PANEL - CENTRIA COLOR SOLID MOCHA #1243

METAL PANEL - CENTRIA COLOR - SOLID PRISM YELLOW #997

METAL PANEL - CENTRIA COLOR - EFFECT COATINGS BRICK II #9988
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PER SAT-TO DOCUMENT FROM GERARD MONTANI
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SCALE:  1/2" = 1'-0"A-101

A3 WALL SECTION

1' 2' 4'0'
1/2" =1'-0"

GRAPHIC SCALE:

SCALE:  1/2" = 1'-0"A-101

A2 WALL SECTION

GENERAL NOTES:

1. ALL COLD FORMED MTL FRAMING
USED TO SUPPORT MTL PANEL
MUST BE CONNECTED THRU BRICK
VEENER INTO CMU.
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PER SAT-TO DOCUMENT FROM GERARD MONTANI
(PM&BRANCH HEAD) WITH FEAD AT NAVAL STATION

NEWPORT-NEWPORT, RI

FIRE PROTECTION

5
/3

/2
0
1
6
 9

:0
5
:1

5
 A

M
C

:\
R

e
v
it

_
P

ro
je

c
ts

\8
7
9
9
7
-N

G
IS

B
6
7
8
\M

o
d

e
ls

\A
rc

h
\8

7
9
9
7
_
A

_
a
c
a
n

to
ri

a
.r

v
t

A-401

E
N

L
A

R
G

E
D

 P
L
A

N
S

PGEV

27

12722013

TH

SCALE:  1/4" = 1'-0"A-101

A1 LOBBY ENTRANCE AND VENDING PLAN

SCALE:  1/4" = 1'-0"A-101

C4 FIRST FLOOR UNIT A

SCALE:  1/4" = 1'-0"A-101

A3 FIRST FLOOR UNIT B

2' 4' 8'0'
1/4" =1'-0"

GRAPHIC SCALE:

GENERAL NOTES:

SCALE:  1/4" = 1'-0"A-101

A4 FIRST FLOOR PLAN ABA UNIT

1. PARTITION BETWEEN AND WITHIN GUEST ROOMS AND CORRIDOR PARTITION WHERE EXISTING WALL COVERING
WAS REMOVED PREPARE WALLS BY PATCHING AND REPAIRING ANY DAMAGE INCURRED IN PREPARATION FOR
FINISHES INDICATED. REPLACE GYPSUM BOARD AS NECESSARY TO PROVIDE SUBSTRATE FOR  FINISHES
INDICATED.

2. PARTITIONS WITHIN GUEST ROOMS SHALL BE 1 LAYER EACH SIDE OF "TYPE X" GYPSUM BOARD OVER 20 GAUGE 3
5/8" STUDS AT 16" O.C. FILLED WITH MINERAL WOOL BATT INSULATION.  PROVIDE ADDITIONAL LAYER OF TYPE "X"
GYPSUM BOARD BETWEEN GUEST ROOMS.

3. EXTERIOR WALL OF ALL GUEST UNITS PROVIDE 1 LAYER OF "TYPE X" OVER STUDS AND FILL WITH MINERAL WOOL
BATT INSULATION (4").

4. SEE SHEET A-402 FOR TOILET ACCESSORY LEGEND.

WORK NOTES:
1. PROVIDE 1'-0" WIDE VERTICAL PANELS ANGLED OVER EXISTING CURVED CONCRETE WALL. PATCH AND REPLACE

SOFFIT AS REQUIRED FOR TIE-IN TO METAL PANEL FURRING.
2. PROVIDE HI/LOW ELECTRONIC WATER COOLERS.

#
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CHESAPEAKE, VA 23320

4/20/16

PER SAT-TO DOCUMENT FROM GERARD MONTANI
(PM&BRANCH HEAD) WITH FEAD AT NAVAL STATION

NEWPORT-NEWPORT, RI

FIRE PROTECTION
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SCALE:  1/4" = 1'-0"A-101

A1 SECOND FLOOR UNIT B

SCALE:  1/4" = 1'-0"A-101

C3 SECOND FLOOR UNIT

SCALE:  1/4" = 1'-0"A-103

A3 FIFTH FLOOR PLAN UNIT A

2' 4' 8'0'
1/4" =1'-0"

GRAPHIC SCALE:

GENERAL NOTES:

1. PARTITION BETWEEN AND WITHIN GUEST ROOMS AND CORRIDOR PARTITION
WHERE EXISTING WALL PANEL WAS REMOVED PREPARE WALLS BY PATCHING
AND REPAIRING ANY DAMAGE INCURRED IN PREPARATION FOR FINISHES
INDICATED. REPLACE GYPSUM BOARD AS NECESSARY TO PROVIDE SUITABLE
SUBSTRATE FOR  FINISHES INDICATED.

2. PARTITIONS WITHIN GUEST ROOMS SHALL BE 1 LAYER EACH SIDE OF "TYPE X"
GYPSUM BOARD OVER 20 GAUGE 3 5/8" STUDS AT 16" O.C. FILLED WITH
MINERAL WOOL BATT INSULATION. PROVIDE ADDITIONAL LAYER OF TYPE "X"
GYPSUM BOARD BETWEEN GUEST ROOMS.

3. EXTERIOR WALL OF ALL GUEST UNITS PROVIDE 1 LAYER OF "TYPE X" OVER
STUDS AND FILL WITH MINERAL WOOL BATT INSULATION (4").

GUEST TOILET ACCESSORIES
ITEM CODE DESCRIPTION MANUF. / PRODUCT

GB-700-AC TOILET TISSUE DISPENSER MOEN - EVA YB2808ORB

GB-701-AC TOWEL BAR MOEN - EVA YB2824ORB

GB-702-AC TOWEL SHELF MOEN - EVA YB2894ORB

GB-800 GRAB BARS - TOILET, 36" LONG AND 30"
LONG

MOEN - EVA, OIL RUBBER BRONZE

GB-801 GRAB BARS - SHOWER, 36" LONG AND (2) 24"
LONG

MOEN - EVA, OIL RUBBER BRONZE

GB-802 CURVED SHOWER CURTAIN ROD MOEN - ADJUSTABLE-LENGTH
CURVED SHOWER ROD, OLD WORLD
BRONZE

GB-803 L-SHAPED ADA SHOWER SEAT, WALL
SUPPORTED, SOLID PHENOLIC FOLDING
SHOER SEAT, 28" X 22.5"

FREEDOM

SCALE:  1/4" = 1'-0"A-101

A4 TYPICAL LAUNDRY RM

NOTE: TOILET ACCESSORIES TO MEET SOOTHING TEXTURES PACKAGE GUIDANCE.   ACCESSORIES
INDICATED ARE THE APPROVED BASIS OF DESIGN. NO SUBSTITUTIONS WILL BE ALLOWED WITHOUT
WRITTEN CONSENT OF THE NAVFAC INTERIOR DESIGNER AND CONTRACTION OFFICER.
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LIVING

10-B1

7' - 6" A.F.F.

7' - 6" A.F.F.

7' - 0" A.F.F.

7' - 6" A.F.F.

7' - 6" A.F.F.

7' - 6" A.F.F.

1' - 0"

BULKHEAD @ 7' - 6"

C1

A-571 CEILING LEGEND:

GENERAL NOTES:

1. REFER TO ELETCRICAL DRAWINGS FOR LIGHTING COVE IN CORRIDOR.
2. ALL CORRIDOR EXISTING GYPSUM TO REMAIN. PAINT PATCH & REPAIR

WHERE EXISTING ADJOIN NEW WORK.

2' x 2' ACOUSTICAL CEILING TILE

RECESSED LIGHT

HVAC AIR SUPPLY GRILLE

HVAC EXHAUST OR RETURN GRILLE

EXIT SIGN

2' x 4' FLUORESCENT FIXTURE - RECESSED

GYPSUM BOARD CEILING

EXPOSED - PROVIDE ACOUSTICAL GYPSUM
PLASTER - SMOOTH FINISH AND PAINT

EXISTING - PAINT, PATCH AND REPAIR WHERE EXISTING ADJOIN
NEW WORK. ( REFER TO WALL SECTION DETAILS FOR SOFFIT
REPLACEMENT ABOVE EXT. WINDOWS)

PRE-FINISHED METAL PANEL SOFFIT
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1305 EXECUTIVE BLVD.
SUITE 160

CHESAPEAKE, VA 23320

4/20/16

PER SAT-TO DOCUMENT FROM GERARD MONTANI
(PM&BRANCH HEAD) WITH FEAD AT NAVAL STATION

NEWPORT-NEWPORT, RI

FIRE PROTECTION
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SCALE:  1/4" = 1'-0"A-30

A1

LOBBY ENTRANCE AND VENDING -
REFLECTED CEILING PLAN

SCALE:  1/4" = 1'-0"A-30

C4 UNIT A - REFLECTED CEILING PLAN

SCALE:  1/4" = 1'-0"A-30

A3 UNIT B - REFLECTED CEILING PLAN

2' 4' 8'0'
1/4" =1'-0"

GRAPHIC SCALE:



3'
 -

 3
 1

/2
"

STONE VENEER
(MS-1)

ELECTRIC FIREPLACE (FP-1)
PROVIDE FRAMING AS REQUIRED FOR INSERT
FLUSH MOUNT INSTALLATION

PAINT (PA-1)

1' - 0"

3' - 8 1/2"

1' - 0"

WOOD
MANTEL
(WD-1)

A1

A-531

C1

A-531

3'
 -

 0
"

2'
 -

 0
"

1'
 -

 0
"

1'
 -

 0
"

7'
 -

 0
"

3" FILLER
2' - 6" 1' - 0" 2' - 0" 1' - 0"

1 1/2" FILLER

2' - 0" 1 1/2" FILLER

5'
 -

 6
"

1'
 -

 6
"

FILLER
8 1/2"

3' - 0"3' - 0"1 1/2" FILLER

B2

A-531

B1

A-531

SOLID SURFACE
COUNTER AND
BACK SPLASH, SIDE
SPLASH (SSF-4)

PLASTIC LAMINATE
(PLAM-1)

PAINT (PA-1)

REFRIGERATOR,
NG03

MICROWAVE,
NG05

A2

A-531

C1

A-531

2'
 -

 0
"

1'
 -

 0
"

1'
 -

 0
"

A1

A-531

C2

A-531

C4

A-531

B2

A-531
B1

A-531

QUARTZ STONE
COUNTER AND
BACK SPLASH, SIDE
SPLASH (ST-1)

PLASTIC LAMINATE
(PLAM-1)

PAINT (PA-1)

3'
 -

 0
"

REFRIGERATOR,
NG03

DISHWASHER,
NG08

MICROWAVE,
NG05

7'
 -

 0
"

A2

A-531

1' - 0" 2' - 6" 1' - 6" 1' - 0" 2' - 0" 1' - 0" 2' - 0"

1'
 -

 6
"

11' - 3"

1 1/2" 1' - 0"

2"

2' - 0" 2" 3' - 0" 1' - 7" 1' - 0"
1"

9' - 1 1/2"
+/- F.V.

2' - 1 1/2"

RANGE,

100' - 0" AFF
LEVEL 1

C2

A-531

2' - 6" 3' - 0"

4"
2'

 -
 8

"

3'
 -

 0
"

QUARTZ STONE
COUNTER (ST-1)

PLASTIC LAMINATE
(PLAM-1)

6' - 0"

SOLID SURFACE
COUNTER AND
BACK SPLASH,
SIDE SPLASH
(SSF-3)

PLASTIC
LAMINATE
CABINETS, TYP.
(PLAM-3)

PAINT (PA-6)

CLEAR

2' - 1"2' - 6" 3' - 0" 3' - 0"

1'
 -

 8
"

2'
 -

 1
0"

7'
 -

 0
"

A3

A-531

C1

A-531

A1

A-531

C2

A-531
C4

A-531

COMMERCIAL
DISHWASHER,
DW1

MICROWAVE,
MW1 (QTY2)

REFRIGERATOR,
RF1

FILLER PANEL

8"

2'
 -

 1
0"

7' - 4"

SOLID SURFACE
COUNTER AND
BACK SPLASH, SIDE
SPLASH (SSF-4)

PLASTIC LAMINATE
(PLAM-1)

PAINT (PA-1)

REFRIGERATOR,
NG09

A1

A-531

C2

A-531

FILLER
2 1/2"

3' - 0"

FILLER
1 1/2"

3' - 0"
1' - 0"

3' - 0"FILLER
2 1/2"

A2

A-531

2'
 -

 8
"

1'
 -

 6
"

B1

A-531

RANGE HOOD,
NG11

7'
 -

 0
"

1. REFER TO ROOM FINISH SCHEDULE GENERAL NOTES.
2. REFER TO ROOM FINISH SCHEDULE FOR ADDITIONAL INTERIOR

FINISH INFORMATION.
3. DASHED AND HALF TONED EQUIPMENT IS FF&E. REFER TO

FURNITURE PLANS FOR INFORMATION. ITEMS SHOWN FOR
BUILDING COORDINATION.

4. BID OPTION: SHOWER WALLS TO BE FULL HEIGHT SOLID SURFACE,
CORIAN GLACIER WHITE 1/2" THICK.

5. REFER TO I-110 FOR ITEMS THAT ARE GOVERNMENT FURNISHED,
CONTRACTOR INSTALLED (GFCI).  COORDINATE WITH GOVERNMENT
END USER FOR BUILDING COORDINATION WITH FF&E ITEMS AND
MILLWORK.

GENERAL NOTES
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CHESAPEAKE, VA 23320

4/20/16

PER SAT-TO DOCUMENT FROM GERARD MONTANI
(PM&BRANCH HEAD) WITH FEAD AT NAVAL STATION

NEWPORT-NEWPORT, RI

FIRE PROTECTION
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SCALE:  1/4" = 1'-0"A-401

A2 LOBBY RENOVATION

SCALE:  1/2" = 1'-0"A-401

B1 UNIT A TYPICAL CASEWORK
SCALE:  1/2" = 1'-0"A-401

B2 UNIT B CASEWORK

1' 2' 4'0'
1/2" =1'-0"

SCALE:  1/2" = 1'-0"A-401

D1 UNIT B ISLAND

2' 4' 8'0'
1/4" =1'-0"

GRAPHIC SCALE:

SCALE:  1/2" = 1'-0"

D2 BREAK ROOM CASEWORK

SCALE:  1/2" = 1'-0"A-401

B4 UNIT A - ABA CASEWORK



GB-700-AC

QUARTZ STONE (ST-1)

LAMINATE (PLAM-1)

LIGHTING: RE: ELEC.

PAINT (PE-2)

C3

A-532

C1

A-532

MIRROR, FF&E

GB-802

WALL TILE - FULL HEIGHT
(TLP-2 / TLP3) SEE DETAIL
B3/I-101 FOR WALL
PATTERN

SHOWER WALLS AND PAN
RE: MECH

GB-802

WALL TILE - FULL HEIGHT
(TLP-2 / TLM1) SEE DETAIL
D3/I-101 FOR WALL
PATTERN

SHOWER WALLS AND PAN
RE: MECH

5'
 -

 0
"

GB-702-AC

GB-701-AC

WALL TILE - FULL HEIGHT
(TLP-2 / TLP3) SEE DETAIL
B3/I-101 FOR WALL
PATTERN

MIRROR, FF&E

LIGHTING: RE: ELEC.

SOLID SURFACE (SSF-4)

LAMINATE (PLAM-1)

PAINT (PE-2)

C3

A-532 C1

A-532

WALL TILE - FULL HEIGHT
(TLP-2 / TLP3) SEE DETAIL
B3/I-101 FOR WALL
PATTERNSHOWER WALLS

AND PAN
RE: MECH

GB-802

GB-802

WALL TILE - FULL HEIGHT
(TLP-2 / TLM1) SEE DETAIL
D3/I-101 FOR WALL
PATTERN

SHOWER WALLS AND PAN
RE: MECH

WALL TILE - FULL HEIGHT
(TLP-2 / TLP3) SEE DETAIL
B3/I-101 FOR WALL
PATTERN

GB-701-AC GB-802

GB-801

6"

2' - 6"

3'
 -

 0
"

1'
 -

 1
0"

SHOWER WALLS AND PAN
RE: MECH

3'
 -

 0
"

3' - 0"

1' - 0"

3' - 0"

2'
 -

 1
0"

A1

A-532

MIRROR, FF&E

SOLID SURFACE
(SSF-4)

LAMINATE
(PLAM-1)

LIGHTING: RE: ELEC.

GB-701-AC
GB-800
GB-700-AC

A3

A-532

WALL TILE - FULL HEIGHT
(TLP-2 / TLP3) SEE DETAIL
B3/I-101 FOR WALL
PATTERNSHOWER WALLS

AND PAN
RE: MECH

GB-802

GB-801

1. REFER TO ROOM FINISH SCHEDULE GENERAL NOTES.
2. REFER TO ROOM FINISH SCHEDULE FOR ADDITIONAL INTERIOR

FINISH INFORMATION.
3. DASHED AND HALF TONED EQUIPMENT IS FF&E. REFER TO

FURNITURE PLANS FOR INFORMATION. ITEMS SHOWN FOR
BUILDING COORDINATION.

4. BID OPTION: SHOWER WALLS TO BE FULL HEIGHT SOLID SURFACE,
CORIAN GLACIER WHITE 1/2" THICK.

5. REFER TO I-110 FOR ITEMS THAT ARE GOVERNMENT FURNISHED,
CONTRACTOR INSTALLED (GFCI).  COORDINATE WITH GOVERNMENT
END USER FOR BUILDING COORDINATION WITH FF&E ITEMS AND
MILLWORK.

GENERAL NOTES
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SUITE 160

CHESAPEAKE, VA 23320

4/20/16

PER SAT-TO DOCUMENT FROM GERARD MONTANI
(PM&BRANCH HEAD) WITH FEAD AT NAVAL STATION

NEWPORT-NEWPORT, RI
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SCALE:  1/4" = 1'-0"D1
UNIT B NORTH ELEVATION

SCALE:  1/4" = 1'-0"C3
UNIT A WEST ELEVATION

SCALE:  1/4" = 1'-0"D4
UNIT B WEST ELEVATION

SCALE:  1/4" = 1'-0"C2
UNIT A SOUTH ELEVATION

SCALE:  1/4" = 1'-0"C1
UNIT A NORTH ELEVATION

SCALE:  1/4" = 1'-0"D2
UNIT B SOUTH ELEVATION

2' 4' 8'0'
1/4" =1'-0"

GRAPHIC SCALE:

SCALE:  1/4" = 1'-0"B1
ABA UNIT EAST ELEVATION

SCALE:  1/4" = 1'-0"B2
ABA UNIT NORTH ELEVATION

SCALE:  1/4" = 1'-0"B3
ABA UNIT SOUTH ELEVATION



SEE ROOM FINISH SCHEDULE
FOR FINISH MATERIALS OVER
GYPSUM BOARD

SCHEDULED CEILING

HEAD

CEILING

PLAN

BASE

1 LAYER OF 5/8" TYPE "X"
GYPSUM BOARD EACH SIDE
OF METAL STUDS @ 16" O.C.

SEE ROOM FINISH SCHEDULE
FOR FINISH MATERIALS OVER
GYPSUM BOARD

HEAD

CEILING

PLAN

BASE

1 LAYER OF 5/8" GYPSUM BOARD
ON METAL STUDS @ 16" O.C.

SEE BASE DETAIL IN
SCHEDULE BELOW

SCHEDULED CEILING

SEE HEAD DETAIL IN
SCHEDULE BELOW

PARTITION TYPE S1 PARTITION TYPE S2

SEE HEAD DETAIL IN
SCHEDULE BELOW

INSULATION AS REQUIRED.
SEE SCHEDULE BELOW

SEE BASE DETAIL IN
SCHEDULE BELOW

SEE ROOM FINISH SCHEDULE
FOR FINISH MATERIALS OVER
GYPSUM BOARD

SCHEDULED CEILING

HEAD

CEILING

PLAN

BASE

1 LAYER OF 5/8" GYPSUM
BOARD ON METAL FURRING

FACE OF COLUMN, WALL,
OR SUBSTRATE

PARTITION TYPE F1

SEE HEAD DETAIL IN
SCHEDULE BELOW

SEE BASE DETAIL IN
SCHEDULE BELOW

PARTITION TYPE H2

INSULATION AS REQUIRED.
SEE SCHEDULE BELOW

SEE ROOM FINISH SCHEDULE
FOR FINISH MATERIALS OVER
GYPSUM BOARD

HEAD

CEILING

PLAN

BASE
SEE BASE DETAIL IN
SCHEDULE BELOW

SCHEDULED CEILING

SEE HEAD DETAIL IN
SCHEDULE BELOW

5/8" TYPE "X" GYPSUM BOARD
ON C-H STUDS, 4" WIDE BY
1 1/2" DEEP, MIN 25 GAUGE
STEEL @ 24" O.C.

1" GYPSUM SHAFT LINER

PARTITION TYPES GENERAL NOTES:
1. WHERE STRUCTURAL MEMBERS PENETRATE FIRE-RATED GYPSUM BOARD

WALLS, TAPE & SEAL WITH FIRE STOPPING SEALANT.  WHERE STRUCTURAL
MEMBERS PENETRATE FIRE-RATED CMU OR CONCRETE WALLS, SEAL WITH FIRE
STOPPING SEALANT.

2. PROVIDE MINIMUM 20 GAUGE METAL BACKING AS REQUIRED FOR INSTALLATION
OF EXTINGUISHER CABINETS, MESSAGE BOARDS, TOILET ACCESSORIES, TOILET
PARTITIONS, WALL AND BASE CABINETS, ACCESS PANELS, ELECTRICAL AND FIRE
PROTECTION SYSTEM PANELS, UNLESS NOTED OTHERWISE.

3. ALL METAL STUDS AND BRACING SHALL BE 20 GAUGE UNLESS NOTED
OTHERWISE.

4. REFERENCE DRAWINGS A-401 THRU A-403 FOR PARTITION TYPE LOCATIONS.
5. PROVIDE METAL STUD DIAGONAL BRACING @ 4'-0" O.C. (ALTERNATE

DIRECTIONS) TO UNDERSIDE OF METAL DECK FOR ALL WALLS GREATER THAN
20'-0" IN HEIGHT.

6. SEE DRAWING A-511 FOR TYPICAL PENETRATION DETAILS THROUGH FIRE RATED
PARTITIONS.

7. PROVIDE CEMENTITIOUS BACKER UNITS (AT SHOWER WALLS) OR  WATER
RESISTANT GYPSUM BOARD (AT ALL OTHER TOILET OR RESTROOM WALLS) ON
WET SIDE WALL.

PARTITION TYPE SYMBOL LEGEND:

S1AA

INDICATES TYPE OF
PARTITION  STRUCTURE:
F = FURRING METAL STUD
S = METAL STUD
H = C-H METAL STUD
M = MASONRY

INDICATES NUMBER OF
LAYERS OF GYPSUM BOARD

INDICATES THICKNESS OF
PARTITION STRUCTURE

INDICATES VARIATION OF
PARTITION WITH THE SAME
STRUCTURE, FINISH, AND
STRUCTURE THICKNESS

PARTITION TYPE
SYMBOL

{
}

{

}

SCHEDULED BASE
RE: ROOM FINISH
SCHEDULE

5/8" GYPSUM BOARD ON
METAL STUDS @ 16" O.C.,
SEE FLOOR PLANS FOR
PARTITION TYPE

FINISH FLOOR
RE: ROOM FINISH
SCHEDULE

FLOOR SLAB
RE: STRUCTURAL

EACH LAYER OF GYPSUM
BOARD SET IN CONTINUOUS
BEAD OF SEALANT (TYP.)

METAL BOTTOM
RUNNER SET IN
SEALANT

GYPSUM BOARD OR
GYPSUM LINER PANEL
ON METAL STUDS, SEE
FLOOR PLANS FOR
PARTITION TYPE

SCHEDULED BASE
RE: ROOM FINISH
SCHEDULE (N/A @ H2AB)

FINISH FLOOR
RE: ROOM FINISH
SCHEDULE

FLOOR SLAB
RE: STRUCTURAL

EACH LAYER OF GYPSUM
BOARD SET IN CONTINUOUS
BEAD OF SEALANT (TYP.)

METAL BOTTOM
RUNNER SET IN
SEALANT

1" GYPSUM
SHAFT LINER

5/8" TYPE "X" GYPSUM BOARD
ON C-H STUDS, 4" WIDE BY
1 1/2" DEEP (2 1/2" BY 1 1/2" DEEP
@ H2AB) , MIN 25 GAUGE STEEL
@ 24" O.C.

DEEP LEG RUNNER (3" LEG MIN.),
ANCHOR TO METAL DECK

PROVIDE ACOUSTICAL AND SMOKESTOP
SEALANT AT SMOKE PARTITIONS AND
FIRESTOP SEALANT AT FIRE RATED
PARTITIONS. TYPICAL EACH SIDE.

5/8" TYPE "X" GYPSUM BOARD ON C-
H STUDS, 4" WIDE BY 1 1/2" DEEP,
MIN 25 GAUGE STEEL @ 24" O.C.

RUNNER TRACK
SLIP CLIP

UNDERSIDE ROOF/
FLOOR DECK (METAL
DECK OR CONC. SLAB)

5/8" GYPSUM BOARD
ANCHOR TO METAL DEEP
LEG RUNNER. DO NOT
ATTACH TO WALL STUD

1" GYPSUM SHAFT WALL LINER

1"
 M

IN
.

4"
 M

IN

1"
 M

IN

UL SYSTEM NUMBER: HW-D-0044

SCHEDULED CEILING

5/8" GYPSUM BOARD ON
METAL FURRING, NUMBER OF
LAYERS AND ORIENTATION
VARIES WITH PARTITION
TYPE.  SEE FLOOR PLANS
FOR PARTITION TYPE.

4"

UNDERSIDE FLOOR DECK
(CONC. SLAB)

UNDERSIDE FLOOR
DECK (CONC. SLAB)

RUNNER TRACK
SLIP CLIP DEEP LEG RUNNER

(3" LEG MIN.),
ANCHOR TO METAL DECK

1"
 M

IN

5/8" GYPSUM BOARD ON
METAL STUDS @ 16" O.C.,
NUMBER OF LAYERS AND
ORIENTATION VARIES WITH
PARTITION TYPE.  SEE FLOOR
PLANS FOR PARTITION TYPE.

PROVIDE ACOUSTICAL AND
SMOKESTOP SEALANT AT SMOKE
PARTITIONS AND FIRESTOP
SEALANT AT FIRE RATED
PARTITIONS. TYPICAL EACH SIDE.

UL SYSTEM NUMBER: HW-D-0044

UNDERSIDE FLOOR DECK
(CONC. SLAB)

5/8" GYPSUM BOARD
ANCHOR TO METAL DEEP
LEG RUNNER. DO NOT
ATTACH TO WALL STUD

5/8" GYPSUM BOARD ANCHOR
TO METAL WALL STUD UP TO
1" FROM DEEP LEG RUNNER

RUNNER TRACK
SLIP CLIP

UL SYSTEM NUMBER: HW-D-0044

1"
 M

IN
.

2"
 M

IN

1"
 M

IN

PROVIDE ACOUSTICAL AND
SMOKESTOP SEALANT AT SMOKE
PARTITIONS AND FIRESTOP
SEALANT AT FIRE RATED
PARTITIONS. TYPICAL EACH SIDE.
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TYPE STC
FIRE

RATING
UL DESIGN

NO
HEAD

DETAIL
BASE

DETAIL TYPE COMMENTS

S1AA - - - B1/A-501 A1/A-501 3 5/8" METAL STUDS WITH BLANKET
INSULATION.

S1AB - - - B1/A-501 A1/A-501 3 5/8" METAL STUDS WITHOUT BLANKET
INSULATION.

TYPE STC
FIRE

RATING
UL DESIGN

NO
HEAD

DETAIL
BASE

DETAIL TYPE COMMENTS

S2AA STC-40 - - B2/A-501 A2/A-501 3 5/8" METAL STUDS WITH BLANKET
INSULATION.

S2AB - - - B2/A-501 A2/A-501 3 5/8" METAL STUDS WITHOUT BLANKET
INSULATION.

TYPE STC
FIRE

RATING
UL DESIGN

NO
HEAD

DETAIL
BASE

DETAIL TYPE COMMENTS

F1AA - - - A3/A-501 A1/A-501 7/8" FURRING STRIPS AT 24" O.C.
HORIZONTALLY

F1BA - - - A3/A-501 A1/A-501 1 1/2" FURRING STRIPS AT 24" O.C.
HORIZONTALLY

SCALE:  3" = 1'-0"A2
INTERIOR PARTITION DETAILS

SCALE:  3" = 1'-0"A1
INTERIOR PARTITION DETAILS

SCALE:  3" = 1'-0"B3
INTERIOR PARTITION DETAILS

SCALE:  3" = 1'-0"A3
INTERIOR PARTITION DETAILS

SCALE:  3" = 1'-0"B1
INTERIOR PARTITION DETAILS

SCALE:  3" = 1'-0"B2
INTERIOR PARTITION DETAILS

TYPE STC
FIRE

RATING
UL DESIGN

NO
HEAD

DETAIL
BASE

DETAIL TYPE COMMENTS

H2AA - 1 HR U415 B3/A-501 A1/A-501 4" C-H STUDS

H2AB - 1 HR U415 B3/A-501 A1/A-501 2 1/2" C-H STUDS



STANDARD WEIGHT PIPE
OR 1/4" THK FORMED
PLATE SLEEVE

FIRESTOP SEALANT
ALL AROUND BOTH
SIDES

FIRE SEALANT W/ BACKER
ROD ALL AROUND BOTH
SIDES

MECHANICAL PIPE OR ELEC.
CONDUIT - RE: MECH. AND
ELEC. DWGS FOR
LOCATIONS AND SIZES

METAL STUD WALL
RE: FLOOR PLANS FOR
TYPE

PACK VOID W/ FIRE
SAFING INSULATION

EQUAL TO UL SYSTEM NUMBER W-L-1003
TYP. PIPE OR CONDUIT PENETRATING GYP.
BOARD WALL WITH SLEEVE DETAIL

2"
 M

IN

EQUAL TO UL SYSTEM NUMBER W-L-1003 TYP.
PIPE OR CONDUIT PENETRATING GYP. BOARD
WALL WITH SLEEVE DETAIL

2"
 M

IN

METAL STUD WALL
RE: FLOOR PLANS FOR TYPE

PACK VOID W/ FIRE
SAFING INSULATION

PIPE INSULATION
RE: MECH. DWGS
FOR DETAILS

MECHANICAL PIPE OR
ELECTRICAL CONDUIT
RE: MECH. AND ELEC.
DWGS FOR LOCATIONS
AND SIZES

FIRESTOP SEALANT ALL
AROUND BOTH SIDES

STANDARD WEIGHT PIPE
OR 1/4" THK FORMED
PLATE SLEEVE

FIRE SEALANT W/ BACKER ROD
ALL AROUND BOTH SIDES

0"
 M

IN

1 1/2" MIN1 1/2" MIN

EQUAL TO UL SYSTEM NUMBER W-L-4005
TYPICAL CABLE TRAY PENETRATING GYP
BOARD WALL DETAIL

A
S

 R
E

Q
U

IR
E

D

D
E

P
T

H
 O

F
C

A
B

LE
 T

R
A

Y
S

CABLE TRAY
RE: ELECTRICAL

FIRESTOP SEALANT ALL
AROUND BOTH SIDES

5/8" THK GYPSUM BOARD
ON BOTH SIDES OF
METAL STUD FRAME

PACK VOID W/ FIRE SAFING
INSULATION

METAL STUD WALL
RE: FLOOR PLANS
FOR TYPE

EQUAL TO UL SYSTEM NUMBER W-L-1001
TYP. PIPE OR CONDUIT PENETRATING GYP.
BOARD WALL WITHOUT SLEEVE

PACK VOID W/ FIRE
SAFING INSULATION

METAL STUD WALL
RE: FLOOR PLANS
FOR TYPE

MECHANICAL PIPE OR
ELECTRICAL CONDUIT
RE: MECH. AND ELEC. DWGS
FOR LOCATIONS AND SIZES

FIRESTOP SEALANT W/
BACKER ROD ALL
AROUND BOTH SIDES

FIRESTOP SEALANT W/
BACKER ROD ALL AROUND
BOTH SIDES

EQUAL TO UL SYSTEM NUMBER W-L-7040
OR W-L-7042 TYP. MECHANICAL DUCT
PENETRATING GYP. BOARD WALL

M
E

C
H

A
N

IC
A

L 
D

U
C

T

S
E

E
 M

E
C

H
D

W
G

 F
O

R
 S

IZ
E

PACK VOID W/ FIRE
SAFING INSULATION

L 1 1/2 x 1 1/2 x 16GA MIN
STEEL ANGLE ON BOTH
SIDES OF GYPSUM
BOARD WALL

METAL STUD WALL
RE: FLOOR PLANS
FOR TYPE

PLAN

1" MIN. DEPTH
FIRESTOP SEALANT

MECHANICAL PIPE OR ELEC.
CONDUIT RE:MECH. AND ELEC.
DWGS MECH. AND ELEC. DWGS
FOR LOCATIONS AND SIZES

1" MIN. DEPTH FIRESTOP SEALANT

CONCRETE FLOOR SLAB OR WALL

1" MIN. DEPTH
FIRESTOP SEALANT

FILL W/ FIRE SAFING
INSULATION

PIPE INSULATION
RE: MECH. DWGS
FOR DETAILS

EQUAL TO UL SYSTEM NUMBER C-AJ-5001
TYPICAL INSULATED MECH. PIPE
PENETRATING CONCRETE FLOOR OR
CONCRETE WALL DETAIL

1"

1" MIN. DEPTH
FIRESTOP SEALANT

1" MIN. DEPTH
FIRESTOP SEALANT

FILL WITH FIRE
SAFING INSULATION

CONCRETE FLOOR
SLAB OR CMU WALL

EQUAL TO UL SYSTEM NUMBER C-AJ-7012
OR C-AJ-7013 TYPICAL MECH PIPE OR
CONDUIT PIPE PENETRATING CONCRETE
FLOOR OR CONCRETE WALL DETAIL

1"

MECHANICAL DUCT

SEE MECH
DRAWING FOR SIZE

L 2 x 2 x 16 GA. MINSTEEL
ANGLE (PROVIDE PERIMETER
ANGLE ON BOTH SIDES OF
CONC WALL)

PLAN

1" MIN. DEPTH FIRESTOP SEALANT

MECHANICAL PIPE OR ELEC.
CONDUIT RE: MECH. AND ELEC.
DWGS FOR LOCATIONS AND
SIZES

1" MIN. DEPTH
FIRESTOP SEALANT

1" MIN. DEPTH
FIRESTOP SEALANT

FILL W/ FIRE SAFING
INSULATION

CONCRETE FLOOR SLAB

1"

EQUAL TO UL SYSTEM NUMBER C-AJ-1022
TYPICAL MECH PIPE OR CONDUIT PIPE
PENETRATING CONCRETE FLOOR

5/8" GYP BOARD ON
METAL STUDS @ 16" O.C.
RE: FLOOR PLANS FOR
WALL TYPE

PRESS PUTTY INTO THE
PERIMETER BETWEEN
OUTLET BOX AND THE STUD
OR GYP BOARD ALL AROUND
SEAL ALL "KNOCK-OUT"
HOLES CONTAINING WIRE OR
CONDUIT WITH PUTTY

METALLIC OUTLET
BOX SIZE UP TO "4S"

1/8" THICK MOLDABLE
FIRESTOPPING PUTTY
COVERING ALL EXPOSED
SURFACES OF OUTLET BOX

4 PSF LEAD SHEET
FLASHING

CONCRETE DECK

PIPE OR VENT THROUGH
ROOF

ALTERNATE TWO
PIECE FLASHING

ROOF MEMBRANE SYSTEM

2 LAYERS OF BOARD INSULATION
ON VAPOR RETARDER OVER 1/4"
SUBSTRATE BOARD

1'
-0

" 
M

IN

4" M
IN

TAPE & PAINT,
PAINT COLOR TO
MATCH EXISTING

EXISTING GYP BD
PARTITION

RUNNER TRACK
SECTION

5/8" GYPSUM BD

INSULATION AS
REQUIRED
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SCALE:  1 1/2" = 1'-0"B3
METAL STUD WALL PENETRATION

SCALE:  1 1/2" = 1'-0"B2
METAL STUD WALL PENETRATION

SCALE:  1 1/2" = 1'-0"C1
METAL STUD WALL PENETRATION

SCALE:  1" = 1'-0"C3
METAL STUD WALL PENETRATION

SCALE:  1" = 1'-0"C2
METAL STUD WALL PENETRATION

SCALE:  1/2" = 1'-0"A1
FLOOR PENETRATION

SCALE:  1/2" = 1'-0"A2
FLOOR PENETRATION

SCALE:  1/2" = 1'-0"A3
FLOOR PENETRATION

SCALE:  3" = 1'-0"A5
TYPICAL OUTLET FIRE STOPPING

SCALE:  1 1/2" = 1'-0"B1
ROOF PENETRATION

SCALE:  1 1/2" = 1'-0"C5
METAL STUD WALL PENETRATION



GYP BD SOFFIT

FINISHED WALL SURFACE

RE: ROOM FINISH SCHEDULE

2
' -

 8
"

1
" 

R
E

V
E

A
L

2
"

ADJUSTABLE SHELF

SUPPORT SYSTEM

DOOR PULL

EXPOSED CABINET:

PLASTIC LAMINATE

1' - 1"

IN-WALL BLOCKING

AS REQUIRED

TRIM: PLASTIC LAMINATE

SCRIBE TO WALL

AWI CUSTOM GRADE WALL

CABINET WITH CONCEALED

HINGES AND ADJUSTABLE

SHELVING. DOOR FRONTS: 3/4"

SUBSTRATE W/ PLASTIC

LAMINATE.

ALL EXPOSED EDGES ARE

PLASTIC LAMINATE.

UNDER COUNTER LIGHTING

RE: ELECTRICAL

CABINET INTERIOR

AND SHELVES:

PLASTIC LAMINATE

DRAWER ASSEMBLY

2' - 1"

1' - 6"

ADJUSTABLE SHELF

SUPPORT SYSTEM

AWI CUSTOM GRADE LOCKABLE

CABINET BASE WITH CONCEALED

HINGES AND ADJUSTABLE

SHELVING.  DOOR AND DRAWER

FRONTS: 3/4" SUBSTRATE W/

PLASTIC LAMINATE.

ALL EXPOSED EDGES ARE PLASTIC

LAMINATE.

BASE

RE: ROOM FINISH SCHEDULE

FINISHED FLOOR

RE: ROOM FINISH SCHEDULE

3
'-0

" 
M

A
X

2
' -

 1
0
" 

A
D

A

4
"

3"
2' - 0"

1
 1

/2
"

5
 1

/2
"

4
"

COUNTER TOP: 1/2" SOLID SURFACE  W/

TURNDOWN EDGE  OR 1.25" QUARTZ AND

BACKSPLASH, PROVIDE END SPLASH WHERE

APPLICABLE. SEE ELEVATIONS FOR COUNTER

MATERIAL

IN-WALL BLOCKING

AS REQUIRED

DOOR PULL

DRAWER PULL

SEE PLANS AND

ELEVATIONS FOR HEIGHT

OF CASEWORK
CABINET INTERIOR AND

SHELVES: PLASTIC LAMINATE

2' - 1"

CABINET FINISH END:

PLASTIC LAMINATE

BASE

RE: ROOM FINISH SCHEDULE

FINISHED FLOOR

RE: ROOM FINISH SCHEDULE

2
' -

 1
0
"

4
"

1
 1

/2
"

COUNTER TOP: 1/2" SOLID SURFACE

W/ TURNDOWN EDGE  OR 1.25"

QUARTZ AND BACKSPLASH, PROVIDE

END SPLASH WHERE APPLICABLE.

SEE ELEVATIONS FOR COUNTER

MATERIAL

IN-WALL BLOCKING

AS REQUIRED

ELECTRICAL OUTLET

RE: ELECTRICAL

UNDERCOUNTER

APPLIANCE NIC

WALL CLEAT

2' - 1"

AWI CUSTOM GRADE LOCKABLE

SINK CABINET WITH CONCEALED

HINGES.

DOOR FRONTS: 3/4" SUBSTRATE

W/ PLASTIC LAMINATE.

ALL EXPOSED EDGES ARE

PLASTIC LAMINATE.

BASE

RE: ROOM FINISH SCHEDULE

FINISHED FLOOR

RE: ROOM FINISH SCHEDULE

3
' -

0
" 

M
A

X

2
' -

 1
0
" 

A
D

A

4
"

3"
2' - 0"

1
 1

/2
"

5
 1

/2
"

4
"

COUNTER TOP: 1/2" SOLID SURFACE

W/ TURNDOWN EDGE OR 1.25"

QUARTZ AND BACKSPLASH, PROVIDE

END SPLASH WHERE APPLICABLE. SEE

ELEVATIONS FOR COUNTER MATERIAL

IN-WALL BLOCKING

AS REQUIRED

FIXED DRAWER FRONT,

NO HARDWARE

DOOR PULL

SINK

RE: PLUMBING

SEE PLANS AND

ELEVATIONS FOR HEIGHT

OF CASEWORK

GYP BD SOFFIT

FINISHED WALL SURFACE

RE: ROOM FINISH SCHEDULE

1
" 

R
E

V
E

A
L

DOOR PULL

EXPOSED CABINET:

PLASTIC LAMINATE

1' - 1"

IN-WALL BLOCKING

AS REQUIRED

TRIM: PLASTIC LAMINATE

SCRIBE TO WALL

AWI CUSTOM GRADE WALL

CABINET WITH CONCEALED

HINGES. DOOR FRONTS: 3/4"

SUBSTRATE W/ PLASTIC

LAMINATE.

ALL EXPOSED EDGES ARE

PLASTIC LAMINATE.

1
' -

 6
"

GYP BD SOFFIT

FINISHED WALL SURFACE

RE: ROOM FINISH SCHEDULE

1
" 

R
E

V
E

A
L

DOOR PULL
EXPOSED CABINET:

PLASTIC LAMINATE

1' - 1"

IN-WALL BLOCKING

AS REQUIRED

TRIM: PLASTIC LAMINATE

SCRIBE TO WALL

AWI CUSTOM GRADE WALL

CABINET WITH CONCEALED

HINGES. DOOR FRONTS: 3/4"

SUBSTRATE W/ PLASTIC

LAMINATE. ALL EXPOSED

EDGES ARE PLASTIC LAMINATE.

1
' -

 0
"

DRAWER ASSEMBLY

1' - 6"

2' - 1"

1' - 9"

ADJUSTABLE SHELF

SUPPORT SYSTEM

AWI CUSTOM GRADE LOCKABLE

CABINET BASE WITH CONCEALED

HINGES AND ADJUSTABLE SHELVING.

DOOR AND DRAWER FRONTS: 3/4"

SUBSTRATE W/ PLASTIC LAMINATE.

ALL EXPOSED EDGES ARE PLASTIC

LAMINATE.

BASE

RE: ROOM FINISH SCHEDULE

FINISHED FLOOR

RE: ROOM FINISH SCHEDULE

COUNTER TOP: 1/2" SOLID SURFACE  W/

TURNDOWN EDGE

IN-WALL BLOCKING

AS REQUIRED

DOOR PULL

DRAWER PULL

2
' -

 8
"

E
Q

E
Q

1
' -

 8
"

ELECTRICAL OUTLET

RE: ELECTRICAL

ELECTRICAL OUTLET

RE: ELECTRICAL

GYP BD SOFFIT

DOOR PULL

TRIM: PLASTIC LAMINATE

AWI CUSTOM GRADE WALL

CABINET WITH CONCEALED

HINGES.

ALL EXPOSED EDGES ARE

PLASTIC LAMINATE.

CABINET INTERIOR

AND SHELVES:

PLASTIC LAMINATE

FIXED SHELF: PLASTIC

LAMINATE

2' - 1"

AWI CUSTOM GRADE LOCKABLE

SINK CABINET WITH CONCEALED

HINGES. DOOR FRONTS: 3/4"

SUBSTRATE W/ PLASTIC

LAMINATE.

ALL EXPOSED EDGES ARE

PLASTIC LAMINATE.

BASE

RE: ROOM FINISH SCHEDULE

FINISHED FLOOR

RE: ROOM FINISH SCHEDULE

3
' -

0
" 

M
A

X

2
' -

 1
0
" 

A
D

A

4
"

3"
2' - 0"

1
 1

/2
"

5
 1

/2
"

4
"

COUNTER TOP: 1/2" SOLID SURFACE

W/ TURNDOWN EDGE OR 1.25"

QUARTZ AND BACKSPLASH, PROVIDE

END SPLASH WHERE APPLICABLE. SEE

ELEVATIONS FOR COUNTER MATERIAL

IN-WALL BLOCKING

AS REQUIRED

FIXED DRAWER FRONT,

NO HARDWARE

DOOR PULL

COOKTOP CUTOUT.

COORDINATE REQUIRED SIZE

WITH NGIS

SEE PLANS AND

ELEVATIONS FOR HEIGHT

OF CASEWORK

1. REFER TO ROOM FINISH SCHEDULE GENERAL NOTES.

2. REFER TO ROOM FINISH SCHEDULE FOR ADDITIONAL

INTERIOR FINISH INFORMATION.

3. CASEWORK TO MEET UFC 4-720-01 LODGING FACILITIES.

PARTICLE BOARD IS NOT ALLOWED.

4. RESTROOM VANITIES TO MEET THE SOOTHING TEXTURES SID

FIXED CABINETRY PACKAGE GUIDANCE.

GENERAL NOTES
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SCALE:  1 1/2" = 1'-0"A-421

C1 CASEWORK SECTION UPPER CABINET
SCALE:  1 1/2" = 1'-0"A-421

C2 CASEWORK SECTION BASE CABINET
SCALE:  1 1/2" = 1'-0"A-421

C4 CASEWORK SECTION BASE CABINET

SCALE:  1 1/2" = 1'-0"A-421

A1 CASEWORK SECTION BASE CABINET

SCALE:  1 1/2" = 1'-0"A-421

B1 CASEWORK SECTION UPPER CABINET
SCALE:  1 1/2" = 1'-0"A-421

B2 CASEWORK SECTION UPPER CABINET

4"0'
1 1/2" =1'-0"

GRAPHIC SCALE:
8" 1'-4"SCALE:  1 1/2" = 1'-0"A-421

A3 CASEWORK SECTION MICROWAVE CABINET
SCALE:  1 1/2" = 1'-0"A-421

A2 CASEWORK SECTION BASE CABINET



TAPERED LEG WITH STAINLESS

STEEL METAL LEG CAP

OPEN SHELF

4"

4
"

FINISHED FLOOR

RE: ROOM FINISH SCHEDULE

COUNTER TOP: 1/2" SOLID SURFACE  W/

TURNDOWN EDGE OR 1.25" QUARTZ, 4"

BACKSPLASH AND SHELF, PROVIDE END

SPLASH WHERE APPLICABLE. SEE ELEVATIONS

FOR COUNTER MATERIAL AT LOCATIONS

RECESSED TOILET PAPER HOLDER

ALL EXPOSED EDGES ARE PLASTIC

LAMINATE ON 3/4" SUBSTRATE.

3 1/2"

2
' -

 1
0
"

2' - 1"

1
 1

/2
"

1
' -

 3
 1

/2
"

1
' -

 0
"

5
"

SINK FRONT: 3/4" SUBSTRATE W/

PLASTIC LAMINATE

COUNTER TOP: 1/2" SOLID SURFACE

W/ TURNDOWN EDGE, 4" BACKSPLASH

AND SHELF, PROVIDE END SPLASH

WHERE APPLICABLE

4"

4
"

1
' -

 3
 1

/2
"

REMOVABLE PANEL: 3/4"

SUBSTRATE W/ PLASTIC LAMINATE

FINISHED FLOOR

RE: ROOM FINISH SCHEDULE

2
' -

 1
0
"

WALL TILE AS SCHEDULED

2' - 1"

9
"

1
 1

/2
"

WOOD BLOCKING AS REQ'D FOR WALL

MOUNTED SINK

TOWEL CUBBY SHELF

COUNTER TOP: 1/2" SOLID SURFACE

W/ TURNDOWN EDGE OR 1.25" QUARTZ,

4" BACKSPLASH AND SHELF, PROVIDE

END SPLASH WHERE APPLICABLE. SEE

ELEVATIONS FOR COUNTER MATERIAL

TAPERED LEG WITH STAINLESS

STEEL METAL LEG CAP

OPEN SHELF

4"

4
"

FINISHED FLOOR

RE: ROOM FINISH SCHEDULE

SINK

RE: PLUMBING

AWI CUSTOM GRADE LOCKABLE

SINK CABINET APRON WITH

REMOVABLE FRONT AND

CONCEALED SCREWS.

ALL EXPOSED EDGES ARE PLASTIC

LAMINATE ON 3/4" SUBSTRATE.

IN-WALL BLOCKING

AS REQUIRED

1
' -

 3
 1

/2
"

1
' -

 0
"

WOOD BLOCKING AS REQ'D. TYP.

2
' -

 1
0
"

2' - 1"

1
 1

/2
" 1. REFER TO ROOM FINISH SCHEDULE GENERAL NOTES.

2. REFER TO ROOM FINISH SCHEDULE FOR ADDITIONAL

INTERIOR FINISH INFORMATION.

3. CASEWORK TO MEET UFC 4-720-01 LODGING FACILITIES.

PARTICLE BOARD IS NOT ALLOWED.

4. RESTROOM VANITIES TO MEET THE SOOTHING TEXTURES SID

FIXED CABINETRY PACKAGE GUIDANCE.

GENERAL NOTES

3/4" SUBSTRATE SUPPORTS AT

ENDS  W/ PLASTIC LAMINATE

COUNTER TOP: 1/2" SOLID SURFACE

W/ TURNDOWN EDGE, 4" BACKSPLASH

AND SHELF, PROVIDE END SPLASH

WHERE APPLICABLE

4"

4
"

FINISHED FLOOR

RE: ROOM FINISH SCHEDULE

2
' -

 1
0
"

WALL TILE AS SCHEDULED

2' - 1"

1
' -

 2
 1

/2
"

1
 1

/2
"

WOOD BLOCKING AS REQ'D FOR WALL

MOUNTED SINK

TOWEL CUBBY

ALL EXPOSED EDGES

ARE PLASTIC LAMINATE

1
' -

 2
"
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SCALE:  1 1/2" = 1'-0"A-422

C1 CASEWORK SECTION VANITY

SCALE:  1 1/2" = 1'-0"A-422

A1 CASEWORK SECTION VANITY - ABA SINK

SCALE:  1 1/2" = 1'-0"A-422

C3 CASEWORK SECTION VANITY - SINK

4"0'
1 1/2" =1'-0"

GRAPHIC SCALE:
8" 1'-4"

SCALE:  NOT TO SCALEA-532

A3 CASEWORK SECTION VANITY - ABA



VINYL COVER

CONTINUOUS ALUMINUM RETAINER .080"

SCHEDULED PARTITION

RE: PLAN

SHEET METAL SCREW WITH

ALLIGATOR ANCHOR

CONTINUOUS IMPACT BUMPER .080"

1"

5
"

FF&E PACKAGE

CARPETINGPORCELAIN TILE

METAL TRANSITION

CONCRETE FLOOR SLAB

PORCELAIN TILE

BROADLOOM CARPET

FEATHER TOPPING AT

CARPET-TO-TILE TRANSITION

IF REQUIRED, PROVIDED

AND INSTALLED WITH FF&E

PACKAGE CARPET

FF&E PACKAGE

CARPETING
CONCRETE

RESILIENT TRANSITION

EDGE GUARD

PROVIDED AND

INSTALLED WITH FF&E

PACKAGE CARPET

CONCRETE FLOOR SLAB

CARPETING

RESILIENT FLOORING

FF&E PACKAGE

CARPETING

ADA COMPLIANT SLOPING

METAL EDGE TRIM

PROVIDED AND INSTALLED

WITH FF&E PACKAGE

CARPET

CONCRETE FLOOR SLAB

CARPETING

RESILIENT FLOORING

GYP BD

SCHEDULED PARTITION

RE: PLANS

2" WING VINYL / ACRYLIC

CORNER GUARD

ALUMINUM RETAINER

1/16" THICK

GYP BD

SCHEDULED PARTITION

RE: PLANS

1 1/8" WING CLEAR

POLYCARBONATE

CORNER GUARD

0.075" THICK

1. REFER TO ROOM FINISH SCHEDULE GENERAL NOTES.

2. REFER TO ROOM FINISH SCHEDULE FOR ADDITIONAL

INTERIOR FINISH INFORMATION.

3. CASEWORK TO MEET UFC 4-720-01 LODGING FACILITIES.

PARTICLE BOARD IS NOT ALLOWED.

4. RESTROOM VANITIES TO MEET THE SOOTHING TEXTURES SID

FIXED CABINETRY PACKAGE GUIDANCE.

GENERAL NOTES
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FIRE PROTECTION

5
/3

/2
0
1
6
 9

:0
5
:5

4
 A

M
C

:\
R

e
v
it

_
P

ro
je

c
ts

\8
7
9
9
7
-N

G
IS

B
6
7
8
\M

o
d

e
ls

\A
rc

h
\8

7
9
9
7
_
A

_
a
c
a
n

to
ri

a
.r

v
t

A-541

IN
T

E
R

IO
R

 D
E

T
A

IL
S

MOMO

36

12722022

EA

SCALE:  NOT TO SCALEB1
CHAIR RAIL DETAIL - CHR-1

SCALE:  NOT TO SCALED1

FLOOR TRANSITION - PORCELAIN TO
BROADLOOM

SCALE:  NOT TO SCALED2

FLOOR TRANSITION - BROADLOOM TO
CONCRETE

SCALE:  NOT TO SCALED4

FLOOR TRANSITION - RESILIENT TO
BROADLOOM

SCALE:  NOT TO SCALEB2
CORNER GUARD - CG-2

SCALE:  NOT TO SCALEB3
CORNER GUARD - CG-1



4

117' - 4" AFF
LEVEL 3

EXISTING WALL
STRUCTURE TO
REMAIN

MTL PANEL SUPPORT AS
DESIGNED AND PROVIDED BY
MTL PANEL SUPPLIER

3" PRE INSULATED MTL
PANEL

5/8" GWB OVER 1 1/2"
FURRING SOFFIT TO
ENCLOSE PIPES, SOFFIT
SIZE VAIRES

MTL PANEL WRAPPED
COLUMN BEYOND

PATCH AND
REPAIR
EXISTING GWB
CEILING, AS
REQUIRED. TIE
INTO  NEW
GWB SOFFIT

4

145' - 0" AFF
ROOF

3" PRE INSULATED
MTL PANEL

BLOCKING

FLASHING

PROVIDE
CONTINUOUS
EAVE FLASHING

MTL PANEL
SUPPORTED BY
COLD FORMED
METAL FRAMING
AS DESIGNED AND
PROVIDED BY MTL
PANEL SUPPLIER

LAP NEW ROOF
MEMBRANE 12" MIN AT
EXISTING ROOF SYSTEM
TIE INTO EAVE FLASHING
AS RECOMMENDED BY
FLASHING SYSTEM
SUPPLIER.

PROVIDE DRIP
EDGE BY MTL
PANEL SUPPLIER

5/8" GWB OVER 1

1/2" METAL

FURRING TO

ENCLOSE PIPES,

SIZE VARIES

4

108' - 8" AFF
LEVEL 2

EXISTING CONSTRUCTION

3" PRE-INSULATED METAL PANEL

METAL PANEL WRAPPED

PILASTER BEYOND
5/8" GWB OVER 1

1/2" METAL

FURRING TO

ENCLOSE PIPES,

SIZE VARIES

1' - 0"

1
' -

 0
"

MTL PANEL SUPPORTED BY

COLD MTL FRAMING AS

DESIGNED AND SUPPLIED BY

MTL PANEL SUPPLIER

WALL VENT, RE: MECHANICAL

STEEL TUBE, RE:

STRUCTURAL

ALUMINUM WINDOW

PATCH AND

REPAIR EXISTING

GWB CEILING, AS

REQUIRED. TIE

INTO  NEW GWB

SOFFIT

SEALANT

PTAC UNIT AND SLEEVE,

SEAL FULL PERIMETER

SEALANT

PROVIDE DRIP EDGE BY

METAL PANEL SUPPLIER

PRE-FINISHED METAL CLADDING

BY METAL PANEL SUPPLER

4

EXISTING WALL CONSTRUCTION

MTL PANEL SUPPORTED BY COLD

MTL FRAMING AS DESIGNED AND

PROVIDED BY MTL PANEL SUPPLIER

3" PRE-INSULATED METAL PANEL

METAL PANEL WRAPPED

PILASTER BEYOND

SOLID SURFACE SILL

GYPSUM BOARD OVER

1 1/2" METAL FURRING

ALUMINUM FRAMED WINDOW

WOOD BLOCKING

STEEL TUBE, RE:

STRUCTURAL

STEEL PLATE, RE:

STRUCTURAL

1/2"

SEALANT

100' - 0" AFF
LEVEL 1

4

98' - 3" AFF
EXTERIOR ENTRY LEVEL

3" PREINSULATED MTL PANEL

MTL PANEL SUPPORTED BY
COLD FORM MTL FRAMEING AS
DESIGNED AND PROVIDED BY
MTL PANEL SUPPLIER

EXISTING WALL CONSTRUCTION

GRADE

PREFINISHED CLOSURE TRIM
AND DRIP EDGE BY METAL
PANEL SUPPLIER. ALLOW FOR
WEEPING AT BASE OF CAVITY
BEHIND METAL PANEL SYSTEM

PARTITION AS
SCHEDULED, SEE
FLOOR PLAN FOR
TYPES

4

145' - 0" AFF
ROOF

3" PRE INSULATED
MTL PANEL

BLOCKING

FLASHING

MTL PANEL SUPPORTED
BY COLD FORMED METAL
FRAMING AS DESIGNED
AND PROVIDED BY MTL
PANEL SUPPLIER

BLOCKING

ALUMINUM
WINDOW

WALL VENT, RE:
MECHANICAL

FIBER REINFORCED
GYPSUM BOARD, TAPE
AND SEAL ALL JOINTS,
PROVIDE SELF ADHERED
FLEXIBLE FLASHING AT ALL
INTERSECTIONS TO OTHER
MATERIALS TO MAINTAIN A
CONTINUOUS AIR BARRIER.

PROVIDE
CONTINUOUS
EAVE FLASHING

LAP NEW ROOF
MEMBRANE 12" MIN AT
EXISTING ROOF SYSTEM
TIE INTO EAVE FLASHING
AS RECOMMENDED BY
FLASHING SYSTEM
SUPPLIER.

SEALANT

SEAL FULL PERIMETER

5/8" GWB OVER 1

1/2" METAL

FURRING TO

ENCLOSE PIPES,

SIZE VARIES

4

EXISTING WALL

CONSTRUCTION

MTL PANEL SUPPORTED BY

COLD MTL FRAMING AS

DESIGNED AND PROVIDED BY

MTL PANEL SUPPLIER

3" PRE-INSULATED

METAL PANEL

GYPSUM BOARD OVER

1 1/2" METAL FURRING

ALUMINUM FRAMED

WINDOW
SOLID SURFACE SILL

WOOD BLOCKING

PTAC UNIT AND SLEEVE,

SEAL FULL PERIMETER

ATFP STEEL SUPPORT ON

OUTSIDE FACE OF EXISTING

CMU BACKUP

1/2"
SEALANT

PROVIDE WEATHER GASKET

AROUND PERIMETER OF

PTAC UNIT

4

117' - 4" AFF
LEVEL 3

NEW ALUMINUM

FRAMED WINDOW

EXISTING WALL

CONSTRUCTION

MTL PANEL SUPPORTED BY

COLD MTL FRAMING AS

DESIGNED AND PROVIDED BY
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SCALE:  1 1/2" = 1'-0"A-301

B1 DETAIL

SCALE:  1 1/2" = 1'-0"A-301

C1 DETAIL

SCALE:  1 1/2" = 1'-0"A-301

A1 DETAIL

SCALE:  1 1/2" = 1'-0"A-301

C4 DETAIL

SCALE:  1 1/2" = 1'-0"A-301

B4 DETAIL

SCALE:  1 1/2" = 1'-0"A-301

C3 DETAIL

SCALE:  1 1/2" = 1'-0"A-301

B3 DETAIL

SCALE:  1 1/2" = 1'-0"A-301

A3 DETAIL
4"0'

1 1/2" =1'-0"

GRAPHIC SCALE:
8" 1'-4"

GENERAL NOTES:

1. ALL COLD FORMED MTL FRAMING
USED TO SUPPORT MTL PANEL
MUST BE CONNECTED THRU BRICK
VEENER INTO CMU.
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SCALE:  3" = 1'-0"H1
DOOR HEAD - H1

SCALE:  3" = 1'-0"J1
DOOR JAMB - J1

SCALE:  3" = 1'-0"S1
DOOR SILL - S1

0' 6"
3" =1'-0"

GRAPHIC SCALE:
3" 9"

SCALE:  3" = 1'-0"SF1
STOREFRONT SILL

SCALE:  3" = 1'-0"S2
DOOR SILL - S2

SCALE:  3" = 1'-0"J2
DOOR JAMB - J2

SCALE:  3" = 1'-0"H2
DOOR HEAD - H2

SCALE:  3" = 1'-0"SF2
STOREFRONT MULLION

SCALE:  3" = 1'-0"SF3
STOREFRONT HEAD

SCALE:  3" = 1'-0"SF4
STOREFRONT JAMB
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0' 6"
3" =1'-0"

GRAPHIC SCALE:
3" 9"

SCALE:  3" = 1'-0"H5
WINDOW HEAD - H5

SCALE:  3" = 1'-0"J5
WINDOW JAMB - J5

SCALE:  3" = 1'-0"S5
WINDOW SILL - S5

SCALE:  3" = 1'-0"J1
WINDOW JAMB - J1

SCALE:  3" = 1'-0"J2
WINDOW JAMB - J2

SCALE:  3" = 1'-0"J3
WINDOW JAMB - J3

SCALE:  3" = 1'-0"H4
WINDOW HEAD - H4

SCALE:  3" = 1'-0"J4
WINDOW JAMB - J4

SCALE:  3" = 1'-0"S4
WINDOW SILL - S4



ACOUSTICAL CEILING TILES

AS SCHEDULED

CORNER BEAD

3 5/8" MTL STUDS @ 16" O.C.

5/8" GWB

7'-6" AFF

7'- 2" AFF

7'-10" AFF

1' - 10"

BACKER ROD AND SEALANT

EXISTING STRUCTURE
EXISTING STRUCTURE

ACOUSTICAL CEILING

TILES AS SCHEDULED

SEALANT & BACKER

ROD

CORNER BEAD

5/8" GYPSUM BD

3 5/8" STUD FRAMING

7'-6" AFF
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SCALE:  3" = 1'-0"A-411

C3 SOFFIT DETAIL

0' 6"
3" =1'-0"

GRAPHIC SCALE:
3" 9"

SCALE:  3" = 1'-0"A-411

C1 BULK HEAD DETAIL



1. REFER TO SPECIFICATIONS FOR THE MANUFACTURER TECHNICAL REQUIREMENTS.  FINISHES WILL BE PROVIDED AS SPECIFIED, NO SUBSTITUTIONS WILL BE ALLOWED WITHOUT WRITTEN CONSENT OF
THE NAVFAC INTERIOR DESIGNER AND CONTRACTING OFFICER.

2. REFER TO INTERIOR ELEVATIONS, REFLECTED CEILING DRAWINGS, FLOOR FINISH DRAWINGS, WALL FINISH DRAWINGS, ENLARGED PLAN DRAWINGS AND INTERIOR DETAIL DRAWINGS FOR ADDITIONAL
FINISH PLACEMENT INFORMATION.

3. REFER TO ELECTRICAL DRAWINGS, MECHANICAL DRAWINGS, STRUCTURAL DRAWINGS AND COMMUNICATION DRAWINGS FOR COORDINATION OF BUILDING FINISHES TO BUILDING SYSTEMS.
4. REFER TO FLOOR FINISH DRAWINGS FOR PLACEMENT OF FLOOR FINISHES, FLOOR PATTERNS AND FLOOR MATERIAL CHANGES. REFER TO FLOORING TRANSITION DETAILS FOR TRANSITIONS BETWEEN

ADJOINING FLOORING MATERIALS.
5. REFER TO FINISH DRAWINGS, I-100 SHEETS, AND INTERIOR ELEVATIONS FOR WALL FINISH EXTENTS, CORNER GUARD AND SIGNAGE LOCATIONS.
6. REFER TO REFLECTED CEILING DRAWINGS FOR CEILING HEIGHTS AND CEILING MATERIAL EXTENTS.
7. REFER TO ENLARGED TOILET DRAWINGS, WALL FINISH PLANS AND INTERIOR ELEVATIONS FOR PLACEMENT OF INTERIOR FINISHES.
8. REFER TO MILLWORK DETAIL DRAWINGS AND INTERIOR ELEVATIONS FOR ASSIGNMENT OF SOLID SURFACE AND PLASTIC LAMINATE FINISHES AND ADDITIONAL INFORMATION.
9. PROVIDE BLOCKING AS REQUIRED TO SECURE ALL WALL MOUNTED ITEMS INCLUDING TOILET FIXTURES, TOILET ACCESSORIES, TOILET PARTITIONS, MILLWORK, SHELVES, COUNTERTOP SUPPORTS,

TV'S,  AND ANY OTHER WALL MOUNTED OBJECT.
10. MOISTURE RESISTANT GYPSUM BOARD SHALL BE USED IN SOFFITS AND CEILINGS OR RESTROOMS, SHOWERS AND OTHER WET AREAS.
11. ALL WINDOW SILLS TO BE SSF-2.
12. ALL CORRIDOR DOOR AND ELEVATOR FRAMES TO BE PA-5. ALL DOORS TO MATCH CHR-1 FINISH COLOR.  ALL GUEST ROOM DOOR FRAMES TO BE PA-4.
13. MATCH FINISH OF COVERS FOR RETURN AIR DUCTS, VENTS AND REGISTERS IN DRYWALL CEILINGS AND WALLS TO ADJACENT SURFACES.
14. INTERIOR CAULKING TO MATCH ADJACENT WALL FINISH COLOR.
15. ALL EXPOSED CONCRETE FLOORS SHALL BE SEALED.
16. REFER TO SHEET A-451 INTERIOR DETAILS FOR CORNER GUARD DETAILS.   CORNER GUARDS TO BE INSTALLED STARTING AT THE TOP OF THE SCHEDULED WALL BASE.
17. AT GYPSUM BOARD SOFFITS AND BULKHEADS, PAINT ALL EXPOSED SURFACES.
18. DO NOT PAINT PRE-FINISHED ITEMS, FINISHED METAL SURFACES, OPERATING PARTS, LABELS OR WARNINGS.

GENERAL NOTES:
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FINISH LEGEND
NO SUBSTITUTIONS OF FINISHES ARE ALLOWED

MATERIAL DESCRIPTION MANUF. MODEL  / PRODUCT NO. COLOR

CEILING

ACT-1 ACOUSTICAL CEILING TILE - 24" X 24" ARMSTRONG ULTIMA HIGH-NRC #1941 WITH
PRELUDE XL HRC GRID, 15/16"

WHITE

PA-3 LATEX PAINT - CEILINGS SHERWIN WILLIAMS FLAT SW7007 CEILING BRIGHT WHITE

PE-1 EPOXY PAINT- MOISTURE RESIST CEILINGS SHERWIN WILLIAMS FLAT SW7007 CEILING BRIGHT WHITE

FLOORING

CS-1 CONCRETE SEALED - - -

RF-1 RESILIENT FLOORING - RUBBER, 12" X 12" JOHNSONITE HAMMERED 45 SANDALWOOD

RF-2 RESILIENT FLOORING - LUXURY VINYL WOOD PLANK, 4"
X 36"

CENTIVA CONTOUR PLANK CP3313-C GOLDEN ROSEWOOD

RFST-1 STAIR TREAD/RISERS - RUBBER JOHNSONITE HAMMERED 45 SANDALWOOD

TLP-1 PORCELAIN - FLOOR - 12" X 12", MATTE ATLAS CONCORDE MARVEL BEIGE MYSTERY

TLP-4 PORCELAIN - FLOOR - 12" X 24", MATTE ATLAS CONCORDE STYLE CREMA MARFIL

MISCELLANEOUS

CG-1 CORNER GUARD - GUEST ROOMS, 48"H FROM TOP OF
WALL BASE

WALLGUARD.COM CLEAR VINYL 1-1/8" WING - 2335.1 CLEAR

CG-2 CORNER GUARD - PUBLIC AREAS, 48"H FROM TOP OF
WALL BASE

KOROSEAL /
KOROGARD

2" SURFACE MOUNT - G100 SAND, TEXTURE; HAIRCELL

CHR-1 CHAIR RAIL - PUBLIC AREAS, 5"H CONSTRUCTION
SPECIALTIES

SCR-50N #382 COCOA MAPLE

FP-1 ELECTRIC FIREPLACE INSERT - 34" W X 22" H CLASSIC FLAME INSERT - 32II310GRA -

GR-1 GROUT LATICRETE SPECTRALOCK EPOXY 40 LATTE

MS-1 INTERIOR STONE VENEER; MIXED SIZE ELDORADO STONE LEDGECUT 33; MIXED BIRCH

PLAM-1 HIGH PRESSURE LAMINATE - FOH BUILT-IN CABINETRY,
GRAIN DIRECTIONTO RUN VERTICAL

WILSONART - 7943K-07 COLOMBIAN WALNUT

PLAM-2 HIGH PRESSURE LAMINATE - ELEV. CAB INTERIOR
PANELS

WILSONART - 4823-60 ANTIQUE BRUSH

PLAM-3 HIGH PRESSURE LAMINATE - BOH NEVAMAR - VA5001T SERENE STARDOM

SSF-2 SOLID SURFACE WINDOW SILLS CORIAN - BISQUE

SSF-3 SOLID SURFACE BOH CORIAN - FOSSIL

SSF-4 SOLID SURFACE FOH WILSONART - 9043RS BLUFF RIVERSTONE

ST-1 ENGINEERED QUARTZ STONE DUPONT ZODIAQ, POLISHED ASTRAL PEARL

WD-1 WOOD FINISHES - - TO MATCH WILSONART 7943K-07

WOM-1 SURFACE MOUNTED WALK-OFF MAT CONSTRUCTION
SPECIALTIES

PEDIMAT SURFACE MOUNTED
TAPERED ALUMINUM

RUBBER INSERT

RESILIENT BASE

RB-1 RUBBER COVE BASE - 4" H JOHNSONITE - 45 SANDALWOOD

WALLS

PA-1 LATEX PAINT -  FIELD PPG EGGSHELL 1097-4 DUSTY TRAIL

PA-2 LATEX PAINT- HIGH IMPACT ACCENT PPG EGGSHELL 1136-5 SPRUCE SHADE

PA-4 LATEX PAINT -  FIELD/TRIM PPG EGGSHELL 1078-2 WATER CHESTNUT

PA-5 LATEX PAINT - TRIM, CORRIDORS SHERWIN WILLIAMS SEMI-GLOSS SW6076 TURKISH COFFEE

PA-6 LATEX PAINT- HIGH IMPACT ACCENT PPG EGGSHELL 1085-5 SAUTEED MUSHROOM

PE-2 EPOXY PAINT - GUEST, PUBLIC TOILET WALLS PPG EGGSHELL 1097-4 DUSTY TRAIL

TLP-2 PORCELAIN - WALL - 12" X 24", HONED ATLAS CONCORDE MARVEL BEIGE MYSTERY

TLP-3 PORCELAIN - WALL - 12" X 24", MATTE ATLAS CONCORDE MARVEL BEIGE MYSTERY

ROOM FINISH SCHEDULE - COMMON AREAS
ROOM

NUMBER ROOM NAME FLOOR

BASE WALLS

CEILING REMARKSMATERIAL NORTH EAST SOUTH WEST

BASEMENT

001 BASEMENT - - - - - - -

LEVEL 1

100 LOBBY TLP-4 TLP-4 PA-1 PA-1 PA-1 PA-1 ACT-1 /
PA-3

3.

100A VESTIBULE TLP-4 / RFST-1 / WOM-1 RB-1 PA-1 - PA-1 - PA-3

100B VESTIBULE TLP-4 / RFST-1 / WOM-1 RB-1 PA-1 PA-1 PA-1 PA-1 PA-3

101 CORRIDOR CP-601D CPB-600D PA-4 / CHR-1 / PA-6 PA-4 / CHR-1 / PA-6 PA-4 / CHR-1 / PA-6 PA-4 / CHR-1 / PA-6 PA-3 1., 4., 6.

102 ELEVATOR TLP-4 - PLAM-2 PLAM-2 PLAM-2 PLAM-2 -

103 ELEVATOR EQUIP ROOM CS-1 RB-1 PA-1 PA-1 PA-1 PA-1 PA-3

104 STAIR RF-1 / RFST-1 RB-1 PA-4 PA-4 PA-4 PA-4 PA-3

105 VENDING TLP-4 TLP-4 PA-1 PA-1 PA-1 PA-1 PA-3

106 LOUNGE CP-600D CPB-600D PA-1 PA-1 PA-1 PA-1 PA-3 1., 3.

107 STAIR RF-1 / RFST-1 RB-1 PA-4 PA-4 PA-4 PA-4 PA-3

108 LAUNDRY CS-1 RB-1 PA-1 PA-1 PA-1 PA-1 -

109 JAN - - - - - - -

110 MAIL - - - - - - -

111 WOMEN - - - - - - -

112 MEN - - - - - - -

113 STORAGE CS-1 RB-1 PA-1 PA-1 PA-1 PA-1 PA-3

114 SPRINKLER ROOM - - - - - - -

115 ELEC

LEVEL 2

201 CORRIDOR CP-601D / CP-603D CPB-600D PA-4 / CHR-1 / PA-6 PA-4 / CHR-1 / PA-6 PA-4 / CHR-1 / PA-6 PA-4 / CHR-1 / PA-6 PA-3 1., 6.

202 ELEVATOR - - - - - - -

203 STORAGE CS-1 RB-1 PA-4 PA-4 PA-4 PA-4 -

204 STAIRS RF-1 / RFST-1 RB-1 PA-4 PA-4 PA-4 PA-4 PA-3

205 MECH ROOM - - - - - - -

206 STORAGE CS-1 RB-1 PA-4 PA-4 PA-4 PA-4 -

207 STAIR RF-1 / RFST-1 RB-1 PA-4 PA-4 PA-4 PA-4 PA-3

208 LAUNDRY CS-1 RB-1 PA-4 PA-4 PA-4 PA-4 -

209 JAN - - - - - - -

LEVEL 3

301 CORRIDOR CP-601D / CP-603D CPB-600D PA-4 / CHR-1 / PA-6 PA-4 / CHR-1 / PA-6 PA-4 / CHR-1 / PA-6 PA-4 / CHR-1 / PA-6 PA-3 1., 6.

302 ELEVATOR - - - - - - -

303 STORAGE CS-1 RB-1 PA-4 PA-4 PA-4 PA-4 -

304 STAIRS RF-1 / RFST-1 RB-1 PA-4 PA-4 PA-4 PA-4 PA-3

305 LINEN CS-1 RB-1 PA-4 PA-4 PA-4 PA-4 -

306 STORAGE CS-1 RB-1 PA-4 PA-4 PA-4 PA-4 -

307 STAIRS RF-1 / RFST-1 RB-1 PA-4 PA-4 PA-4 PA-4 PA-3

308 LAUNDRY CS-1 RB-1 PA-4 PA-4 PA-4 PA-4 -

309 JAN - - - - - - -

LEVEL 4

401 CORRIDOR CP-601D / CP-603D CPB-600D PA-4 / CHR-1 / PA-6 PA-4 / CHR-1 / PA-6 PA-4 / CHR-1 / PA-6 PA-4 / CHR-1 / PA-6 PA-3 1., 6.

402 ELEVATOR - - - - - - -

403 STORAGE CS-1 RB-1 PA-4 PA-4 PA-4 PA-4 -

404 STAIRS RF-1 / RFST-1 RB-1 PA-4 PA-4 PA-4 PA-4 PA-3

405 LINEN CS-1 RB-1 PA-4 PA-4 PA-4 PA-4 -

406 STORAGE CS-1 RB-1 PA-4 PA-4 PA-4 PA-4 -

407 STAIRS RF-1 / RFST-1 RB-1 PA-4 PA-4 PA-4 PA-4 PA-3

408 LAUNDRY CS-1 RB-1 PA-4 PA-4 PA-4 PA-4 -

409 JAN - - - - - - -

LEVEL 5

501 CORRIDOR CP-601D / CP-603D CPB-600D PA-4 / CHR-1 / PA-6 PA-4 / CHR-1 / PA-6 PA-4 / CHR-1 / PA-6 PA-4 / CHR-1 / PA-6 PA-3 1.

502 ELEVATOR - - - - - - -

503 STORAGE CS-1 RB-1 PA-4 PA-4 PA-4 PA-4 -

504 STAIRS RF-1 / RFST-1 RB-1 PA-4 PA-4 PA-4 PA-4 PA-3

505 LINEN CS-1 RB-1 PA-4 PA-4 PA-4 PA-4 -

506 BREAK RF-2 RB-1 PA-4 PA-4 PA-4 PA-4 -

507 STAIRS RF-1 / RFST-1 RB-1 PA-4 PA-4 PA-4 PA-4 PA-3

508 LAUNDRY CS-1 RB-1 PA-4 PA-4 PA-4 PA-4 -

509 JAN - - - - - - -

510 MECH ROOM CS-1 RB-1 PA-4 PA-4 PA-4 PA-4 PA-3

ROOM FINISH SCHEDULE - TYPICAL MODULES
ROOM
TYPE

NUMBER ROOM NAME FLOOR

BASE WALLS

CEILING REMARKSMATERIAL NORTH EAST SOUTH WEST

A1 LIVING CP-600 / RF-2 CPB-600 / RB-1 PA-1 PA-2 PA-1 PA-1 ACT-1 /
PA-3

1., 4., 5.

A2 BEDROOM CP-600 CPB-600 PA-1 PA-1 PA-1 PA-2 PA-3 1., 4., 5.

A3 BATH TLP-1 TLP-2 TLP-2 / TLP-3 TLP-2 / TLP-3 TLP-2 / TLP-3 TLP-2 / TLP-3 PE-1 2., 4.

A4 CLOSET CP-600 CPB-600 PA-1 PA-1 PA-1 PA-1 PA-3 1.

B1 LIVING CP-600 / RF-2 CPB-600 / RB-1 PA-1 PA-1 PA-1 PA-1 ACT-1 /
PA-3

1., 4., 5.

B2 BEDROOM CP-600 CPB-600 PA-1 PA-1 PA-1 PA-1 PA-3 1., 4., 5.

B3 BATH TLP-1 TLP-2 TLP-2 / TLP-3 TLP-2 / TLP-3 TLP-2 / TLP-3 TLP-2 / TLP-3 PE-1 2., 4.

B4 CLOSET CP-600 CPB-600 PA-1 PA-1 PA-1 PA-1 PA-3 1.

B5 CLOSET RF-2 RB-1 PA-1 PA-1 PA-1 PA-1 PA-3

REMARKS:

1. CARPET IS IN THE FF&E PACKAGE.
FLOOR TO BE PREPARED AND READY
FOR CARPET INSTALLATION IN
BUILDING PACKAGE.

2. SEE DETAIL D3/I-101 FOR WALL
PATTERN.

3. SEE DETAIL D1/A-421 FOR FEATURE
WALL. MS-1 AND FP-1 USED IN SPACE.

4. SEE SHEETS I-102 THRU I-104 FOR
ADDITIONAL WALL FINISH MATERIALS
AND LOCATIONS.

5. CORNER GUARDS, SEE INTERIOR
FINISH SHEETS, I-100'S FOR TYPE.

6. EXISTING ACOUSTICAL CEILING TO
REMAIN.

FINISH LEGEND - FF&E PACKAGE
NO SUBSTITUTIONS OF FINISHES ARE ALLOWED. TO BE PURCHASED WITH FF&E

MATERIAL DESCRIPTION MANUF. MODEL  / PRODUCT NO. COLOR

FLOORING - FF&E PACKAGE

CP-600 CARPET - GUEST ROOMS LEXMARK
HOSPITALITY

545 EDEN ROCK CUSTOM 128348

CP-600D CARPET - LOBBY MILLIKEN 00202857 SOOTHING TEXTURES E1179M8DPE-A11002

CP-601D CARPET - GUEST CORRIDORS MILLIKEN 00219202 SOOTHING TEXTURES E1193H7DPE-A11002

CP-603D CARPET - ELEVATOR LOBBY (UPPER FLOORS) MILLIKEN 00202859 SOOTHING TEXTURES E1179J7DPN-A11002

CPB-600 CARPET BASE - 4" H, BOUND TOP CAP LEXMARK
HOSPITALITY

SOLID CARPET BASE 738S; BOUND
TOP EDGE

7009

CPB-600D CARPET BASE - 4" H, BOUND TOP CAP MILLIKEN SOOTHING TEXTURES; BOUND TOP
CAP

E109
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DOOR SCHEDULE - COMMON AREAS

DOOR
NUMBER

DOOR FRAME

FIRE
LABEL

HARDWARE
SET REMARKS

SIZE

TYPE MATL TYPE MATL HEAD JAMB SILLWIDTH HEIGHT

LEVEL 1

100Aa PR. 3' - 0" 7' - 0" SF ALUM 1.1 ALUM H2 J2 S2 - 1.0

100Ab PR. 3' - 0" 7' - 0" SF ALUM 1.1 ALUM H2 J2 S2 - 2.0

100Bb PR. 2' - 6" 7' - 0" SF ALUM 1.1 ALUM H2 J2 S2 1 HR 2.0

103 - 3' - 0" 7' - 0" F WD 1.1 HM H1 J1 H1 - 6.0

104b - 3' - 0" 7' - 0" F WD 1.1 HM H1 J1 H1 1 HR 5.0

107 - 3' - 0" 7' - 0" F WD 1.1 HM H1 J1 H1 1 HR 5.0

108 - 2' - 6" 7' - 0" F WD 1.1 HM H1 J1 H1 45 MIN. 7.0

109 - 2' - 6" 7' - 0" F WD 1.1 HM H1 J1 H1 20 MIN. 6.0

110 - 2' - 6" 7' - 0" F WD 1.1 - - - - 20 MIN. - 1

111 - 3' - 0" 7' - 0" F WD 1.1 - - - - 20 MIN. - 1

112 - 3' - 0" 7' - 0" F WD 1.1 - - - - 20 MIN. - 1

113 - 3' - 0" 7' - 0" F WD 1.1 - - - - 1 HR - 1

114 - 2' - 6" 7' - 0" F WD 1.1 - - - - - - 1

115 - 3' - 0" 7' - 0" F WD 1.1 HM H1 J1 H1 20 MIN. 6.0

LEVEL 2

201a - 2' - 6" 7' - 0" F WD 1.1 HM H1 J1 H1 1 HR 6.0

203 - 2' - 6" 7' - 0" F WD 1.1 HM H1 J1 H1 20 MIN. 7.0

204 - 2' - 6" 7' - 0" F WD 1.1 HM H1 J1 H1 1 HR 5.0

205 - 2' - 6" 7' - 0" F WD 1.1 HM H1 J1 H1 1 HR 6.0

206 - 3' - 0" 7' - 0" F WD 1.1 HM H1 J1 H1 20 MIN. 7.0

207 - 3' - 0" 7' - 0" F WD 1.1 HM H1 J1 H1 1 HR 5.0

208 - 2' - 6" 7' - 0" F WD 1.1 HM H1 J1 H1 45 MIN. 7.0

209 - 2' - 6" 7' - 0" F WD 1.1 HM H1 J1 H1 20 MIN. 6.0

LEVEL 3

301a - 2' - 6" 7' - 0" F WD 1.1 HM H1 J1 H1 1 HR 6.0

303 - 2' - 6" 7' - 0" F WD 1.1 HM H1 J1 H1 20 MIN. 7.0

304 - 3' - 0" 7' - 0" F WD 1.1 HM H1 J1 H1 1 HR 5.0

305 - 2' - 6" 7' - 0" F WD 1.1 HM H1 J1 H1 20 MIN. 7.0

306 - 3' - 0" 7' - 0" F WD 1.1 HM H1 J1 H1 20 MIN. 7.0

307 - 3' - 0" 7' - 0" F WD 1.1 HM H1 J1 H1 1 HR 5.0

308 - 2' - 6" 7' - 0" F WD 1.1 HM H1 J1 H1 45 MIN. 7.0

309 - 2' - 6" 7' - 0" F WD 1.1 HM H1 J1 H1 20 MIN. 6.0

LEVEL 4

401a - 2' - 6" 7' - 0" F WD 1.1 HM H1 J1 H1 1 HR 6.0

403 - 2' - 6" 7' - 0" F WD 1.1 HM H1 J1 H1 20 MIN. 7.0

404 - 3' - 0" 7' - 0" F WD 1.1 HM H1 J1 H1 1 HR 5.0

405 - 2' - 6" 7' - 0" F WD 1.1 HM H1 J1 H1 20 MIN. 7.0

406 - 3' - 0" 7' - 0" F WD 1.1 HM H1 J1 H1 20 MIN. 7.0

407 - 3' - 0" 7' - 0" F WD 1.1 HM H1 J1 H1 1 HR 5.0

408 - 2' - 6" 7' - 0" F WD 1.1 HM H1 J1 H1 45 MIN. 7.0

409 - 2' - 6" 7' - 0" F WD 1.1 HM H1 J1 H1 20 MIN. 6.0

LEVEL 5

501a - 2' - 6" 7' - 0" F WD 1.1 HM H1 J1 H1 1 HR 6.0

503 - 2' - 6" 7' - 0" F WD 1.1 HM H1 J1 H1 20 MIN. 7.0

504 - 3' - 0" 7' - 0" F WD 1.1 HM H1 J1 H1 1 HR 5.0

505 - 2' - 6" 7' - 0" F WD 1.1 HM H1 J1 H1 20 MIN. 7.0

506 - 3' - 0" 7' - 0" F WD 1.1 HM H1 J1 H1 20 MIN. 7.0

507 - 3' - 0" 7' - 0" F WD 1.1 HM H1 J1 H1 1 HR 5.0

508 - 2' - 6" 7' - 0" F WD 1.1 HM H1 J1 H1 45 MIN. 7.0

509 - 2' - 6" 7' - 0" F WD 1.1 HM H1 J1 H1 20 MIN. 6.0

510a - 3' - 0" 7' - 0" F WD 1.1 HM H1 J1 H1 45 MIN. 6.0

510b - 3' - 0" 7' - 0" F WD 1.1 HM H1 J1 H1 45 MIN. 6.0

DOOR SCHEDULE - TYPICAL MODULES

QUANTITY

DOOR
TYPE

NUMBER

DOOR FRAME

FIRE
LABEL

HARDWARE
SET REMARKS

SIZE

TYPE MATL TYPE MATL HEAD JAMB SILLWIDTH HEIGHT

38 A1 - 3' - 0" 7' - 0" F WD 1.1 - - - - 20 MIN. - 1

38 A2 - 3' - 0" 7' - 0" F WD 1.1 - - - - - - 1

38 A3 - 3' - 0" 7' - 0" F WD 1.1 HM H1 J1 S1 - 11.0

37 A4 PR. 2' - 1" 6' - 8" F WD 1.1 HM H1 J1 S1 - 12.0 2

1 A5 PR. 1' - 7" 6' - 8" F WD 1.1 HM H1 J1 S1 - 12.0 2

9 B1 - 3' - 0" 7' - 0" F WD 1.1 HM H1 J1 S1 20 MIN. 9.0

9 B2 - 3' - 0" 7' - 0" F WD 1.1 HM H1 J1 S1 - 10.0

9 B3 - 2' - 6" 7' - 0" F WD 1.1 HM H1 J1 S1 - 11.0

9 B4 - 2' - 0" 7' - 0" F WD 1.1 HM H1 J1 S1 - 10.0

9 B5 - 2' - 0" 7' - 0" F WD 1.1 HM H1 J1 S1 - 10.0

WINDOW SCHEDULE

QUANTITY TYPE

SIZE HEAD
HEIGHT

SILL
HEIGHT

DETAIL

REMARKSWIDTH HEIGHT HEAD JAMB SILL

66 W1A 4' - 9 1/2" 4' - 0" 6' - 4" 2' - 4" A3/A-551 WJ2/WJ3 B3/A-551

21 W1B 4' - 9 1/2" 4' - 0" 6' - 8" 2' - 8" C3/A-551 WJ2 B3/A-551

6 W2A 3' - 7" 4' - 6" 6' - 10" 2' - 4" WH2 WJ2 WS2

2 W2B 3' - 7" 5' - 0" 7' - 8" 2' - 8" WH2 WJ2 WS2

19 W3 10' - 6" 3' - 6" 6' - 4" 2' - 10" A1/A-551 WJ1 C4/A-551

1 W4 4' - 0" 4' - 6" 5' - 10" 1' - 4" WH4 WJ4 WS4

3 W5 4' - 0" 2' - 6" 7' - 6" 5' - 0" WH4 WJ4 WS4

1 W6 4' - 0" 3' - 0" 7' - 8" 4' - 8" WH4 WJ4 WS4

2 W7 5' - 0" 3' - 0" 6' - 0" 3' - 0" WH5 WJ5 WS5

SCALE:  1/4" = 1'-0"

WINDOW TYPES

SCALE:  1/2" = 1'-0"

TYP. DOOR LOCATION DETAIL

SCALE:  1/4" = 1'-0"

DOOR TYPES
SCALE:  1/4" = 1'-0"

FRAME TYPES

1' 2' 4'0'
1/2" =1'-0"

2' 4' 8'0'
1/4" =1'-0"

GRAPHIC SCALE:

DOOR SCHEDULE REMARKS:
1. EXISTING FRAME - PAINT. EXISTING SALVAGED DOOR AND HARDWARE TO BE RE-INSTALLED. PROVIDE DOOR ACROVYN CLADDING OVER

EXISTING DOOR SURFACE.  FINISH TO MATCH CHR-1, SEE FINISH LEGEND. SAND AND PLANE SURFACES AS REQUIRED FOR PROPER DOOR
OPERATION. CLEAR SURFACES PRIOR TO APPLICATION OF CLADDING ADHESIVE. AS BID OPTION PROVIDE NEW WOOD DOOR AND HARDWARE
(DOOR A1 USE HARDWARE SET 9 AND DOOR A2 USE HARDWARE SET 10).

2. SLIDING DOOR UNITS FINISH TO MATCH SWINGING WOOD DOORS.
3. PROVIDE 3/4" DOOR UNDERCUT -  AT EXISTING SALVAGED DOORS CUT EXISTING DOOR UNIT PRIOR TO LAMINATING AS REQUIRED TO ACHIEVE

UNDERCUT.

SCALE:  1/4" = 1'-0"A-401

A1 STOREFRONT ELEVATION - SF1
SCALE:  1/4" = 1'-0"A-401

A2 STOREFRONT ELEVATION - SF2
SCALE:  1/4" = 1'-0"A-401

A3 STOREFRONT ELEVATION - SF3
SCALE:  1/4" = 1'-0"A-401

A4 STOREFRONT ELEVATION - SF4

GENERAL NOTES:
1. SEE SHEET A-561 FOR DOOR AND STOREFRONT DETAILS.
2. SEE SHEET A-562 FOR WINDOW DETAILS.

SCALE:  1/4" = 1'-0"A-101

B1 STOREFRONT ELEVATION - SF5
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1. REFER TO SIGNAGE SCHEDULE GENERAL NOTES.

2. REFER TO SIGNAGE SCHEDULE AND DETAIL

DRAWINGS FOR ADDITIONAL INFORMATION.

3. REFER TO SIGNAGE SCHEDULE FOR SIGN LOCATION

TAG, DOOR LOCATION, SIGN TYPE, SIGN TEXT

NUMBER, AND PLACEHOLDER MESSAGE TEXT.

4. REFER TO SIGNAGE MOUNTING HEIGHTS ON

SIGNAGE DETAIL DRAWINGS. SIGNS TO BE WALL-

MOUNTED ON THE LATCH SIDE OF DOOR OR AS

INDICATED. HEIGHTS, CLEARANCES, AND

CONFIGURATIONS SHOWN ARE TYPICAL AND SHALL

APPLY IN ALL INSTANCES UNLESS NOTED

OTHERWISE.

5. EXTERIOR AND INTERIOR SIGNAGE SHALL COMPLY

WITH UFG REQUIREMENTS, GUIDANCE FOR SIGNAGE

AS FOUND IN UFC3-120-01 AND BASE STANDARDS.

GENERAL NOTES
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1. REFER TO SIGNAGE SCHEDULE GENERAL NOTES.

2. REFER TO SIGNAGE SCHEDULE AND DETAIL

DRAWINGS FOR ADDITIONAL INFORMATION.

3. REFER TO SIGNAGE SCHEDULE FOR SIGN LOCATION

TAG, DOOR LOCATION, SIGN TYPE, SIGN TEXT

NUMBER, AND PLACEHOLDER MESSAGE TEXT.

4. REFER TO SIGNAGE MOUNTING HEIGHTS ON

SIGNAGE DETAIL DRAWINGS. SIGNS TO BE WALL-

MOUNTED ON THE LATCH SIDE OF DOOR OR AS

INDICATED. HEIGHTS, CLEARANCES, AND

CONFIGURATIONS SHOWN ARE TYPICAL AND SHALL

APPLY IN ALL INSTANCES UNLESS NOTED

OTHERWISE.

5. EXTERIOR AND INTERIOR SIGNAGE SHALL COMPLY

WITH UFG REQUIREMENTS, GUIDANCE FOR SIGNAGE

AS FOUND IN UFC3-120-01 AND BASE STANDARDS.
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1. REFER TO SIGNAGE SCHEDULE GENERAL NOTES.

2. REFER TO SIGNAGE SCHEDULE AND DETAIL

DRAWINGS FOR ADDITIONAL INFORMATION.

3. REFER TO SIGNAGE SCHEDULE FOR SIGN LOCATION

TAG, DOOR LOCATION, SIGN TYPE, SIGN TEXT

NUMBER, AND PLACEHOLDER MESSAGE TEXT.

4. REFER TO SIGNAGE MOUNTING HEIGHTS ON

SIGNAGE DETAIL DRAWINGS. SIGNS TO BE WALL-

MOUNTED ON THE LATCH SIDE OF DOOR OR AS

INDICATED. HEIGHTS, CLEARANCES, AND

CONFIGURATIONS SHOWN ARE TYPICAL AND SHALL

APPLY IN ALL INSTANCES UNLESS NOTED

OTHERWISE.

5. EXTERIOR AND INTERIOR SIGNAGE SHALL COMPLY

WITH UFG REQUIREMENTS, GUIDANCE FOR SIGNAGE

AS FOUND IN UFC3-120-01 AND BASE STANDARDS.
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1. SIGNAGE TO MEET THE SOOTHING TEXTURES
SIGNAGE GUIDANCE.

2. REFER TO SIGNAGE PLACEMENT DRAWINGS FOR
LOCATION OF INTERIOR SIGNS.

3. REFER TO SIGNAGE SCHEDULE AND SIGNAGE
DRAWINGS FOR LOCATION OF ALL EXTERIOR
SIGNAGE.

4. REFER TO SIGNAGE DETAILS FOR SIGNAGE
CONSTRUCTION AND MOUNTING ELEVATION.

5. REFER TO ARCHITECTURAL DRAWINGS FOR
COORDINATION OF SIGNAGE INSTALLATION TO WALL
CONSTRUCTION. SIGNAGE MUST BE ANCHORED THRU
THE SURFACE APPLIED WALL FINISHES TO THE
SUBSTRATE WALL.

6. ALL HARDWARE/MOUNTING ATTACHMENTS TO BE
CONCEALED AND APPROPRIATE FOR THE RECEIVING
BUILDING SURFACE.

7. ALL SIGNAGE SHALL COMPLY WITH THE MOST
CURRENT VERSION OF THE AMERICANS WITH
DISABILITIES ACT (ADA).

8. CONSTRUCT EXTERIOR GRADE SIGNAGE WITH
MATERIAL APPROPRIATE FOR EXTERIOR USAGE.

9. GENERAL CONTRACTOR SHALL BE RESPONSIBLE
FOR COORDINATING WITH SIGNAGE MANUFACTURER
(S) TO PROVIDE ANY ADDITIONAL SIGNAGE AS
REQUIRED BY GOVERNING MUNICIPALITY AT THE SITE
LOCATION.

10. ALL MESSAGE TEXT AS SHOWN ON THE SIGN
SCHEDULE IS A PLACE HOLDER ONLY AND IS NOT THE
FINAL TEXT MESSAGE. ALL MESSAGE TEXT SHALL BE
CONFIRMED BY GOVERNMENT END USER PRIOR TO
SIGNAGE SHOP DRAWINGS. ALLOW FOR MAXIMUM 4
DIGIT ROOM NUMBERS AND MINIMUM 25 CHARACTER
ROOM NAMES TYPICAL FOR ALL SIGNS.

11. PROVIDE EXTERIOR BUILDING NUMBER SIGN PER
BASE STANDARDS AND IN ACCORDANCE WITH SIGN
STANDARDS UFC 3-120-1.

12. GENERAL CONTRACTOR SHALL BE RESPONSIBLE
FOR OBTAINING LOGO IMAGES FROM APPROVED
GOVERNMENT REPRESENTATIVE AND PROVIDING TO
SIGNAGE MANUFACTURER(S). SIGNAGE
MANUFACTURER(S) SHALL BE RESPONSIBLE FOR
CREATING VECTOR IMAGES FOR INCORPORATION
INTO SIGNAGE BACKGROUND INSERTS AND LOGO
MEDALLION SIGNAGE.
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SIGN TAG
SIGN
TYPE

MESSAGE TEXT

REMARKSNUMBER WORDING

LEVEL 5

S50 M.1B.CC 50 -

S50A M.22.CC - EVACUATION MAP

S51 M.1B.CC 51 -

S51A M.22.CC - EVACUATION MAP

S52 M.1B.CC 52 -

S52A M.22.CC - EVACUATION MAP

S54 M.1B.CC 54 -

S54A M.22.CC - EVACUATION MAP

S55 M.1B.CC 55 -

S55A M.22.CC - EVACUATION MAP

S56 M.1B.CC 56 -

S56A M.22.CC - EVACUATION MAP

S57 M.1B.CC 57 -

S57A M.22.CC - EVACUATION MAP

S58 M.1B.CC 58 -

S58A M.22.CC - EVACUATION MAP

S59 M.1B.CC 59 -

S59A M.22.CC - EVACUATION MAP

S501 M.25.CC - DIRECTORY

S503 M.7B.CC 503 STORAGE

S504 M.11.CC - STAIR

S504A M.2C.CC - STAIR

S504B M.8B - (PICTOGRAM)

S505 M.7B.CC 505 LINEN

S506 M.7B.CC 506 BREAK ROOM

S507 M.11.CC - STAIR

S507A M.2C.CC - STAIR

S507B M.8B - (PICTOGRAM)

S508 M.7B.CC 508 GUEST LAUNDRY

S509 M.7B.CC 509 JANITOR

S510 M.7B.CC 510 MECHANICAL ROOM

S510A M.7B.CC 510 MECHANICAL ROOM

SIGN TAG
SIGN
TYPE

MESSAGE TEXT

REMARKSNUMBER WORDING

LEVEL 3

S30 M.1B.CC 30 -

S30A M.22.CC - EVACUATION MAP

S31 M.1B.CC 31 -

S31A M.22.CC - EVACUATION MAP

S32 M.1B.CC 32 -

S32A M.22.CC - EVACUATION MAP

S33 M.1B.CC 33 -

S33A M.22.CC - EVACUATION MAP

S34 M.1B.CC 34 -

S34A M.22.CC - EVACUATION MAP

S35 M.1B.CC 35 -

S35A M.22.CC - EVACUATION MAP

S36 M.1B.CC 36 -

S36A M.22.CC - EVACUATION MAP

S37 M.1B.CC 37 -

S37A M.22.CC - EVACUATION MAP

S38 M.1B.CC 38 -

S38A M.22.CC - EVACUATION MAP

S39 M.1B.CC 39 -

S39A M.22.CC - EVACUATION MAP

S301 M.25.CC - DIRECTORY

S303 M.7B.CC 303 STORAGE

S304 M.11.CC - 304

S304A M.2C.CC - STAIR

S304B M.8B - (PICTOGRAM)

S305 M.7B.CC - LINEN

S306 M.7B.CC 306 STORAGE

S307 M.11.CC - STAIR

S307A M.11.CC - STAIR

S307B M.8B - (PICTOGRAM)

S308 M.7B.CC 308 GUEST LAUNDRY

S309 M.7B.CC 309 JANITOR

LEVEL 4

S40 M.1B.CC 40 -

S40A M.22.CC - EVACUATION MAP

S41 M.1B.CC 41 -

S41A M.22.CC - EVACUATION MAP

S42 M.1B.CC 42 -

S42A M.22.CC - EVACUATION MAP

S43 M.1B.CC 43 -

S43A M.22.CC - EVACUATION MAP

S44 M.1B.CC 44 -

S44A M.22.CC - EVACUATION MAP

S45 M.1B.CC 45 -

S45A M.22.CC - EVACUATION MAP

S46 M.1B.CC 46 -

S46A M.22.CC - EVACUATION MAP

S47 M.1B.CC 47 -

S47A M.22.CC - EVACUATION MAP

S48 M.1B.CC 48 -

S48A M.22.CC - EVACUATION MAP

S49 M.1B.CC 49 -

S49A M.22.CC - EVACUATION MAP

S401 M.25.CC

S403 M.7B.CC 403 STORAGE

S404 M.11.CC - STAIR

S404A M.2C.CC - STAIR

S404B M.8B - (PICTOGRAM)

S405 M.7B.CC 405 LINEN

S406 M.7B.CC 406 STORAGE

S407 M.11.CC - STAIR

S407A M.2C.CC - STAIR

S407B M.8B - (PICTOGRAM)

S408 M.7B.CC 408 GUEST LAUNDRY

S409 M.7B.CC 409 JANITOR

SIGN TAG
SIGN
TYPE

MESSAGE TEXT

REMARKSNUMBER WORDING

LEVEL 1

S001E EXT2 678 NAVY GATEWAY INN AND SUITES

S002E EXT2 678 NAVY GATEWAY INN AND SUITES

S003E EXT2 678 NAVY GATEWAY INN AND SUITES

S004E EXT1 678 -

S10 M.1B.CC 10 -

S10A M.22.CC - EVACUATION MAP

S11 M.1B.CC 11 -

S11A M.22.CC - EVACUATION MAP

S12 M.1B.CC 12 -

S12A M.22.CC - EVACUATION MAP

S13 M.1B.CC 13 -

S13A M.22.CC - EVACUATION MAP

S16 M.1B.CC 16 -

S16A M.22.CC - EVACUATION MAP

S17 M.1B.CC 17 -

S17A M.22.CC - EVACUATION MAP

S18 M.1B.CC 18 -

S18A M.22.CC - EVACUATION MAP

S19 M.1B.CC 19 -

S19A M.22.CC - EVACUATION MAP

S100 M.25.CC - DIRECTORY

S101A M.8B - (PICTOGRAM)

S103 M.7B.CC 103 ELEV. EQUIPMENT ROOM

S104 M.2C.CC - STAIR

S105 M.2C.CC - VENDING

S106 M.7B.CC - HOUSE PHONE

S107 M.2C.CC - STAIR

S108 M.7B.CC 108 GUEST LAUNDRY

S109 M.7B.CC 109 JANITOR

S111 M.10B.CC - (PICTOGRAM)  WOMEN'S

S112 M.10B.CC - (PICTOGRAM)  MEN'S

S113 M.7B.CC 113 STORAGE

S114 M.7B.CC 114 SPRINKLER ROOM

S115 M.7B.CC 115 ELECTRICAL ROOM

LEVEL 2

S20 M.1B.CC 20 -

S20A M.22.CC - EVACUATION MAP

S21 M.1B.CC 21 -

S21A M.22.CC - EVACUATION MAP

S22 M.1B.CC 22 -

S22A M.22.CC - EVACUATION MAP

S23 M.1B.CC 23 -

S23A M.22.CC - EVACUATION MAP

S24 M.1B.CC 24 -

S24A M.22.CC - EVACUATION MAP

S25 M.1B.CC 25 -

S25A M.22.CC - EVACUATION MAP

S26 M.1B.CC 26 -

S26A M.22.CC - EVACUATION MAP

S27 M.1B.CC 27 -

S27A M.22.CC - EVACUATION MAP

S28 M.1B.CC 28 -

S28A M.22.CC - EVACUATION MAP

S29 M.1B.CC 29 -

S29A M.22.CC - EVACUATION MAP

S201 M.25.CC - DIRECTORY

S203 M.7B.CC 203 STORAGE

S204 M.11.CC - STAIR

S204A M.2C.CC - STAIR

S204B M.8B - (PICTOGRAM)

S205 M.7B.CC 205 MECHANICAL ROOM

S206 M.7B.CC 206 STORAGE

S207 M.11.CC - STAIR

S207A M.2C.CC - STAIR

S207B M.8B - (PICTOGRAM)

S208 M.7B.CC 208 GUEST LAUNDRY

S209 M.7B.CC 209 JANITOR
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SIGN SYSTEM SPECIFICATIONS

A: INSERT: PAINTED FINISH, PRISMS - 772 SLATE

B : INSERT: METAL FINISH, METALS - 104 SLATE

MODULAR PROFILE: THIN (9/32" THICK)

ENHANCED SHAPE: DOUBLE CURVE
C: ENHANCEMENT 1: PATTERNS - T2 TEXTURAL 2

D: ENHANCEMENT 2: WOODS - 304 WALNUT

END CAP/EDGE RAIL COLOR: ANODIZED - 101 SATIN

INSERT COPY COLOR: 785 DURANODIC

SIGNAGE TO MEET THE SOOTHING TEXTURES SIGNAGE GUIDANCE.

MANUFACTURER: 2/90 SIGN SYSTEMS
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SIGN TYPE EXT1 - EXTERIOR BUILDING
ADDRESS

SCALE:  NOT TO SCALE

SIGN TYPE EXT2 EXTERIOR BUILDING
ENTRANCE

SCALE:  NOT TO SCALE

TYP. SIGNAGE MOUNTING HEIGHT
SCALE:  NOT TO SCALE

TYPICAL EXTERIOR BUILDING ENTRANCE
SIGN INSTALLATION

NOTE: MOUNTING OF MODULAR SIIGNAGE SYSTEM SHALL
INCLUDE SURFACE MOUNTING WITH SCREW-ON APPLICATIONS
FOR INTERIOR AND EXTERIOR WALLS.
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