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1.	BUILDING 1039 IS CRITICAL TO MCAS OPERATIONS.  THIS FACILITY BUILDING 1039 IS CRITICAL TO MCAS OPERATIONS.  THIS FACILITY MUST REMAIN OPERATIONAL THROUGHOUT THE LIFE OF THE CONSTRUCTION CONTRACT.  THE CONTRACTOR SHALL PROVIDE TEMPORARY SERVICES AS REQUIRED TO MAINTAIN SYSTEMS (INCLUDING BUT NOT LIMITED TO FIRE DETECTION/ALARM, LIFE SAFETY, HVAC SYSTEMS, CONTROL SYSTEMS, AND COMMUNICATIONS/DATA SYSTEMS.) 2.	THIS FACILITY IS OCCUPIED 24 HOURS A DAY - SEVEN DAYS EACH THIS FACILITY IS OCCUPIED 24 HOURS A DAY - SEVEN DAYS EACH WEEK.  TEMPORARY OUTAGES AND OR DISRUPTIVE CONSTRUCTION AND/OR DEMOLITION SHALL BE COORDINATED WITH THE CONTRACTING OFFICER PRIOR TO SCHEDULING THIS WORK. 3.	THE BUILDING RENOVATIONS ARE TO BE PHASED TO MINIMIZE THE BUILDING RENOVATIONS ARE TO BE PHASED TO MINIMIZE DISRUPTION TO DAILY OPERATIONS AND TO MAINTAIN INTEGRITY OF EXISTING STRUCTURE AND BUILDING ENVELOPE. THE CONTRACTOR SHALL PROVIDE PHASING PLANS TO BE SUBMITTED AND APPROVED BY THE CONTRACTING OFFICER. FOR PURPOSES OF PLANNING, THE FOLLOWING GENERAL WORK SEQUENCE SHALL BE CONSIDERED:  3.1.  PROVIDE INTERIOR RENOVATIONS PER INTERIOR PHASING 		INDICATED IN ITEM #4 BELOW.  3.2.  PROVIDE NEW ROOF REPLACEMENT PER PHASING INDICATED IN ITEM #4 BELOW.  3.3	PROVIDE EIFS FINISH ON EXTERIOR PER PHASING INDICATED IN PROVIDE EIFS FINISH ON EXTERIOR PER PHASING INDICATED IN ITEM #4 BELOW. 4.	THE CONTRACTOR SHALL PROVIDE PHASING PLANS TO BE THE CONTRACTOR SHALL PROVIDE PHASING PLANS TO BE SUBMITTED AND APPROVED BY THE CONTRACTING OFFICER.  FOR PURPOSES OF PLANNING THE FOLLOWING GENERAL INTERIOR/EXTERIOR PHASING CONSIDERATIONS ARE TO BE USED - SEE PLAN FOR INTERIOR/EXTERIOR PHASE LABELS: 4.1.	PHASE A - WORK IN THESE SPACES MAY BE PERFORMED PHASE A - WORK IN THESE SPACES MAY BE PERFORMED  - WORK IN THESE SPACES MAY BE PERFORMED TOGETHER.  RESTROOMS 102 AND 204 SHALL REMAIN IN SERVICE DURING PHASE A FOR USE BY OCCUPANTS. 4.2.	PHASE B - WORK IN THESE SPACES MAY BE PERFORMED PHASE B - WORK IN THESE SPACES MAY BE PERFORMED  - WORK IN THESE SPACES MAY BE PERFORMED TOGETHER.  LOCKER ROOM 112 SHALL REMAIN IN SERVICE DURING PHASE B FOR USE BY OCCUPANTS.  TEMPORARILY INSTALL A LATCH ON THE LOCKER ROOM DOOR SO THAT IT MAY BE SECURED BY OCCUPANTS FROM THE INSIDE TO PRESERVE PRIVACY.  AT THE END OF THE PHASE, THE LATCH SHALL BE REMOVED AND THE DOOR REPAIRED TO LIKE NEW CONDITION.  4.3.	PHASE D - ROOF REPLACEMENT MAY BE ONGOING DURING PHASE D - ROOF REPLACEMENT MAY BE ONGOING DURING  - ROOF REPLACEMENT MAY BE ONGOING DURING PHASE A AND B. 4.4.	PHASE C - RESTROOMS- INDICATED RESTROOMS ARE TO PHASE C - RESTROOMS- INDICATED RESTROOMS ARE TO  - RESTROOMS- INDICATED RESTROOMS ARE TO REMAIN IN SERVICE FOR USE BY BUILDING OCCUPANTS AT ALL TIMES THROUGHOUT CONSTRUCTION.. 4.5.	RESTROOMS - ONE RESTROOM IS TO REMAIN OPEN AND RESTROOMS - ONE RESTROOM IS TO REMAIN OPEN AND FUNCTIONAL AS UNISEX FACILITIES FOR USE BY THE BUILDING OCCUPANTS AT ALL TIMES THROUGHOUT THE CONSTRUCTION. 4.6.	CORRIDORS - WORK IN THE CORRIDORS IS TO BE COMPLETED CORRIDORS - WORK IN THE CORRIDORS IS TO BE COMPLETED SUCH THAT ACCESS AND EGRESS THROUGHOUT THE BUILDING IS MAINTAINED FOR THE BUILDING OCCUPANTS.   5.	ALL INTERIOR FURNISHINGS AS PART OF PHASE 'A' OR 'B', ARE TO ALL INTERIOR FURNISHINGS AS PART OF PHASE 'A' OR 'B', ARE TO BE REMOVED FROM THE BUILDING BY THE CONTRACTOR AND STORED IN A CONTRACTOR FURNISHED 'CONEX' BOX (LOCATED AS DIRECTED BY THE OFFICER IN CHARGE) ON SITE DURING THE COURSE OF THE WORK IN EACH PHASE.  AFTER EACH PHASE IS COMPLETED REINSTALL THE FURNISHINGS IN THE BUILDING. THE CONTRACTOR SHALL BE RESPONSIBLE FOR DOCUMENTING THE CONDITION OF ALL FURNISHINGS TO BE MOVED AND STORED.  6.	THE EXISTING FIRE ALARM SYSTEM IS TO REMAIN OPERATIONAL THE EXISTING FIRE ALARM SYSTEM IS TO REMAIN OPERATIONAL THROUGHOUT THE LIFE OF THE CONTRACT. 7.	THE BUILDING WILL BE PARTIALLY OCCUPIED DURING THE LIFE OF THE BUILDING WILL BE PARTIALLY OCCUPIED DURING THE LIFE OF CONSTRUCTION. OCCUPANTS WHO ARE NOT LOCATED IN THE AREAS SEPARATELY PHASED SHALL BE RELOCATED IN TEMPORARY TRAILERS LOCATED ON SITE AS DIRECTED BY THE OFFICER IN CHARGE. 8.	MECHANICAL, ELECTRICAL, COMMUNICATIONS, FIRE PROTECTION, AND MECHANICAL, ELECTRICAL, COMMUNICATIONS, FIRE PROTECTION, AND FIRE ALARM SYSTEMS IN PORTIONS OF THE BUILDING NOT IN THE CONSTRUCTION PHASE ARE TO REMAIN OPERATIONAL (PLEASE NOTE THAT THE BUILDING HVAC SYSTEMS ARE SERVED BY A CENTRAL CLOSED GROUND LOOP CONDENSER WATER SYSTEM).  THE CONTRACTOR SHALL BE RESPONSIBLE FOR PROVIDING TEMPORARY SERVICES TO THESE SPACES IF ANY SERVICE IS INTERRUPTED.  ANY SERVICE INTERRUPTION MUST BE COORDINATED WITH THE CONTRACTING OFFICER.
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