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¢ PHASE
GENERAL 1/C ONE CONDUCTOR 1. ALL ELECTRICAL WORK AND EQUIPMENT IS NEW AND SHALL BE .
, A AMPERAGE OR AMPS PROVIDED BY THE CONTRACTOR UNLESS OTHERWISE NOTED. 3
DEMOLITIO[}I NOTE TAG — REFER TO "DEMOLITION AFG ABOVE FINISHED GRADE
KEYNOTES” FOR EACH SHEET AHU AIR HANDLING UNIT 2. AN EQUIPMENT GROUND WIRE SHALL BE RUN WITH FEEDERS AND
; AWG AMERICAN WIRE GAUGE BRANCH CIRCUITS.
NEW WORK NOTE TAG — REFER TO "NEW WORK 8KR BREAKER
KEYNOTES” FOR EACH SHEET C CONDUIT 3. WIRING SHALL BE AS PER 2014 NATIONAL ELECTRICAL CODE
) ) CATV CABLE TV (NEC).
GENERAL NOTE TAG — REFER TO "GENERAL NOTES CB CIRCUIT BREAKER
FOR EACH SHEET CKT CIRCUIT 4. ELECTRICAL EQUIPMENT SHALL BE IDENTIFIED AND LABELED.
COMM  COMMUNICATION(S)
CONC  CONCRETE 5. FEEDERS/CIRCUITS SHALL BE IDENTIFIED/LABELED AT EACH END
DISC DISCONNECT OF THE WIRE AND AT EVERY SPLICE, MAHNOLE/HANDHOLE.
DWG DRAWING
EA EACH 6. PROVIDE NAMEPLATES ON THE EXTERIOR OF ELECTRICAL PANELS
EC EMPTY CONDUIT AND ENCLOSURES AS FOLLOWS:
ELEC  ELECTRICAL
EMT ELECTRICAL METALLIC TUBING
ENCL  ENCLOSURE
FQUIP FQUIPMENT PANEL LP1A DEVICE I.D.
- EXIST EXISTING 100A, 208Y/120V-3¢, 4W DEVICE RATING
EXP EXPLOSION PROOF EQUIPMENT FEEDS FROM PANEL MDP POWER SOURCE
FCU FAN COIL UNIT INSTALLED 1996 INSTALLATION DATE
FO FIBER—OPTIC DRAWING NO. 15,350,896 NAVFAC DRAWING NUMBER —
AT NA AT
UNDERGROUND GFCI GOVERNMENT FURNISHED CONTRACTOR INSTALLED -
8% gggmgm EBEHE:EB Eg\tlePRMNEMNETNT NSTALLED FOR DISCONNECT SWITCHES AND MOTOR STARTERS THE TOP LINE
i CROUND. FAULT INTERRUPTER gmg BE THE NAME/DESIGNATION OF EQUIPMENT BEING FED BY
EXISTING MANHOLE OR HANDHOLE AS INDICATED o kgl |
Q | et HECHT 7. EXTERIOR EQUIPMENT SHALL BE IN NEMA 3R ENCLOSURES, UON.
HH HANDHOLE
i ooy ¥ DSUHARGE 8. THESE DRAWINGS ARE BASED ON EXISTING SITE/BUILDING PLANS
BS DOUNDS AND FIELD OBSERVATIONS AND SHALL AID THE CONTRACTOR IN
D LGHT EMITTING DIODE THE EVALUATION OF THEIR WORK, BUT SHALL NOT BE CONSIDERED
UGG, EXISITNG UNDERGROUND COMMUNICATION CONDUIT OR LPS  LIGHTNING PROTECTION SYSTEM I\EDBE\CQLLJLAlLlNTC;Lﬁg/EELF /IT-Il-EESE(L)[F\ITVF\Q/ﬁF(IE-ITOTRHESl-&ll_lS_Tl\lill(S;lTSITTl-ElE AREA
DUCTBANK AS INDICATED. LTG LIGHTING
s LUMINAIRE CONDITIONS, INCLUDING ALL UNDERGROUND UTILITIES PRIOR TO
UGE, EXISITNG UNDERGROUND ELECTRICAL CONDUIT OR MCB MAN CIRCUIT BREAKER THE COMMENCEMENT OF ANY WORK.
DUCTBANK AS INDICATED MDP MAIN' DISTRIBUTION PANEL
9. THE CONTRACTOR SHALL COORDINATE THEIR WORK WITH
EXISTING EXPOSED/UNDERGROUND CONDUIT OR CABLE MECH  MECHANICAL TR UCTURAL AND. CIVIL DRAWINGS. AND AL ASSOCIATED
AS INDICATED. MH MANHOLE
MLO VAN LUGS ONLY CONSTRUCTION PHASING NOTES. IF A CONFLICT OCCURS, NOTIFY
MTD MOUNTED THE CONTRACTING OFFICER PRIOR TO PROCEEDING. e
]  EXISTING CONC ENCASED DUCTBANK SECTION VTG HT MOUNTING HEIGHT
LOOKING IN' DIRECTION OF ARROWS. NEC NATIONAL ELECTRICAL CODE 10. ALL EXISTING ELECTRICAL, COMMUNICATIONS, FIRE ALARM AND @%w
NF NOT FUSIBLE SIGNAL DEVICES AND THEIR ASSOCIATED RACEWAYS/CKT h
Lo o e CTECTION ASSOCATION GURKTION OF THE PROECT, UNLESS NOTED OrveRse. ke [
NIC NOT IN CONTRACT : :
‘ ‘ \ DUCTBANK CONDUIT CONFIGURATION NTS NOT TO SCALF REMOVAL OR PARTIAL REMOVAL OF DEVICES, CABLE OR CKTS ARE DAVE SEARS
PNL PANEL REQUIRED TO FACILITATE THE WORK INDICATED IN THE STRUCTURAL | oo /1772076
\ HEAVY LINE INDICATES BOTTOM OF DUCT PNLBD  PANELBOARD AND CIVIL DRAWINGS, THE CONTRACTOR SHALL PROVIDE bEs CTS |orw CTS |crk CUM
' PVC POLYVINYL CHLORIDE CONDUIT TEMPORARY CABLE AND CKT MODIFICATIONS TO MAINTAIN UTILITIES  Foeson wawerk EDDY THEISZ
Qu QUANTITY EFFECTED BY THIS WORK UNTIL THE ITEMS/DEVICES CAN BE TG WG af
REC RECEPTACLE RE-INSTALLED UPON COMPLETION OF THE NEW BULKHEAD WORK.  Jcte mnese  J. HASTE, PE.
T EXISTING SITE LIGHTING POLE. REQ'D  REQUIRED i
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SCALE: 1"

10’
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GENERAL SHEET NOTES

1.

REFER TO GENERAL ELECTRICAL NOTES ON SHEET E-001.

APPR

DATE

DESCRIPTION

SYM

NEW WORK KEYNOTES

SEAL

MAINTAIN EXISTING DISC SW, SUPPORT POST, AND ASSOCIATED
CIRCUIT CONDUCTORS AND CONDUIT DURING DEMOLITION AND
NEW WORK PHASES OF PROJECT.

MAINTAIN AND SUPPORT EXISTING CONC ENCASED PRIMARY UG
DUCTBANK AND ASSOCIATED CIRCUIT CONDUCTORS DURING
DEMOLITION AND NEW WORK PHASES OF PROJECT.

A/E INFO

APPROVED

Uk

FA2-t
FOR COMMANDER NAVFAC
ACTIVITY
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FIRE PROTECTION
a =zl <
BEE
: 2|2
R E
z O X <
T =
JzE|3 o
5] é e <
i |S o
e |z W | T
== el
3] o
KEY PLAN 29 < | &
]2 < LLl
| 2|z
- : = > ~
S | =
el 2=
o
O
] S | =
= o D
s s (2") N —
2|, 2|8
- - Ll Z o
EJe < %
— —
ol R | =
xS |
Z L= n 1I— Ll
=z
= 2810 Ao
- 2282
" |z O
ﬂ | W = E =
= g o~
[}
= =
_} - Z Sl
5 2|2
— = a =
</ SCALE: AS NOTED
EPROJECT NO. 1370817
GRAPI— |C SCALE CONSTR. CONTR. NO.
N/A
NAVFAC DRAWING NO.
0 10 20’ 12,729,793
‘]”:‘]O’ SHEET 138 o©F 158

ES101

DRAWFORM REVISION: 10 MARCH 2009



2016 — 12:07pm USER: charles.shaeffer

PLOTTED: Monday, July 11,

—175Z—308Repair\B_Design\Drawings\Sheet\ 14_Electrical\ES115 Electrical Site Plan.dwg LAYOUT NAME: ES102 ELECTRICAL SITE PLAN (2 OF 21)

1370817_CEP

FILE NAME: P:\VA\NavalStationNorfolk\Waterfront\Bulkheads\ 2015

e

<7

g))x
3
\ §+
% / /
Ny N / Y N Vw Y i v
Vg N - N N
: | g (Vn)x v < : %2 . " < L5<
N % $ 3

MATCHLINE SHEET ES101

ELECTRICAL SITE PLAN

ELIZABETH RIVER

NORTH
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MATCHLINE SHEET ES103

GENERAL SHEET NOTES

1.

REFER TO GENERAL ELECTRICAL NOTES ON SHEET E-001.

APPR

DATE

DESCRIPTION

SYM

NEW WORK KEYNOTES

SEAL

MAINTAIN EXISITNG PRIMARY PAD—MOUNTED SW AND
ASSOCIATED CONC ENCASED UG DUCTBANKS DURING
DEMOLITION AND NEW WORK PHASES OF PROJECT.

MAINTAIN AND SUPPORT EXISTING CONC ENCASED PRIMARY UG
DUCTBANK AND ASSOCIATED CIRCUIT CONDUCTORS DURING
DEMOLITION AND NEW WORK PHASES OF PROJECT.

MAINTAIN AND SUPPORT EXISTING CONC ENCASED COMM
DUCTBANK DURING DEMOLITION AND NEW WORK PHASES OF
PROJECT.

A/E INFO

W

12-le

FOR COMMANDER NAVFAC

ACTIVITY

DAVE SEARS
SATISFACTORY 10 DATE  6,/17 /2016

pes CTS [orw CTS |cHk CIM

DESIGN MANAGER EDDY THF&ﬂ_

BRANCH MANAGER

CHIEF ENGINEER J. HASTE, P.E.
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1. REFER TO GENERAL NOTES ON SHEET E-001. )
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% X OWy OW, %
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SCALE: 1" = 10’

GENERAL SHEET NOTES

1.

REFER TO GENERAL NOTES ON SHEET E-001.

APPR

DATE

DESCRIPTION

SYM

NEW WORK KEYNOTES

SEAL

MAINTAIN AND SUPPORT EXISTING CONC ENCASED UG COMM
DUCTBANK DURING DEMOLITION AND NEW WORK PHASES OF

PROJECT.

MAINTAIN AND SUPPORT EXISTING CONC ENCASED PRIMARY UG
DUCTBANK AND ASSOCIATED CIRCUIT CONDUCTORS DURING

DEMOLITION AND NEW WORK PHASES OF PROJECT.

MAINTAIN AND SUPPORT EXISTING COMM MH AND ASSOCIATED
CONC ENCASED DUCTBANKS DURING DEMOLITION AND NEW

WORK PHASES OF PROJECT.

A/E INFO
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SCALE: 1" = 10’

GENERAL SHEET NOTES

1.

REFER TO GENERAL NOTES ON SHEET E-001.

APPR

DATE

DESCRIPTION

SYM

NEW WORK KEYNOTES

SEAL

MATCHLINE SHEET ES106

MAINTAIN BOTH EXISTING DISC SWITCHES, WIREWAY, SUPPORT
POST/STRUT, AND ASSOCIATED CKT CONDUCTORS IN CONDUIT.

MAINTAIN AND SUPPORT EXISTING CONC ENCASED PRIMARY UG
DUCTBANK AND ASSOCIATED CIRCUIT CONDUCTORS DURING
DEMOLITION AND NEW WORK PHASES OF PROJECT.

MAINTAIN AND SUPPORT EXISTING PRIMARY MH AND ASSOCIATED
CONC ENCASED DUCTBANKS DURING DEMOLITION AND NEW
WORK PHASES OF PROJECT.

DISCONNECT AND REMOVE EXISTING TRASH COMPACTOR TO
FACILITATE NEW WORK. RE—INSTALL UPON COMPLETION OF
DEMOLITION AND NEW WORK PHASES OF PROJECT.
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GENERAL SHEET NOTES

1.

REFER TO GENERAL NOTES ON SHEET E-001.

APPR
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DESCRIPTION
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A/E INFO
APPROVED O.ﬁ‘? 8’
[

T2

FOR COMMANDER NAVFAC

ACTIVITY

DAVE SEARS
SATISFACTORY 10 DATE /17 /2016

05 CTS o CTS [crk COM

DESIGN MANAGER EDDY TH§|¥ ¢

BRANCH MANAGER

CHIEF ENGINEER J. HASTE, P.E.

FIRE PROTECTION

KEY PLAN

I

NAVAL FACILITIES ENGINEERING COMMAND

NAVAL FACILITIES ENGINEERING COMMAND~MID-ATLANTIC

NORFOLK NAVAL STATION

NORFOLK, VIRGINIA

CEP-175 AND Z-308 BULKHEAD REPAIR

ELECTRICAL SITE PLAN (6 OF 21)

DEPARTMENT OF THE NAVY

HAMPTON ROADS IPT — PWD NORFOLK

NORFOLK NAVAL STATION

SCALE:

AS NOTED

EPROJECT NO.

1370817

CONSTR. CONTR. NO.

N/A

NAVFAC DRAWING NO.

12,729,798

SHEET 143 oF 158

ES106

DRAWFORM REVISION: 10 MARCH 2009



®

PLOTTED: Thursday, July 07, 2016 — 5:58pm USER: charles.shaeffer

MATCHLINE SHEET ES105

\ES115 Electrical Site Plan.dwg LAYOUT NAME: ES107 ELECTRICAL SITE PLAN (7 OF21)

14_Electrical

Design\Drawings\Sheet\

—1757—-308Repair\B

® = - ®
£ i
o _ .
\ - '<®\
I'®

< \
\
<

1370817_CEP

ELECTRICAL SITE PLAN

LLIZABETH RIVER

1” = 10’

NORTH

GENERAL SHEET NOTES

1.

REFER TO GENERAL NOTES ON SHEET E-001.

APPROVED

FOR COMMANDER NAVFAC

ACTIVITY

DAVE SEARS

SATISFACTORY 10 DATE /17 /2016

05 CTS o CTS [crk COM

DESIGN MANAGER EDDY TH§|¥ ¢
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