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GENERAL SHEET NOTES NEW WORK KEYNOTES (> DEMOLITION KEYNOTES SPRINKLER SYSTEM DESIGN DATA |
1. ADJACENT AREAS OF BUILDING 2009 ARE TO REMAIN OCCUPIED 1. PROVIDE 24V EVACUATE/ANNOUNCEMENT DISPLAYS POWERED 1. FOLLOWING THE COMPLETION AND ACCEPTANCE OF THE NEW g .
AND OPERATIONAL THROUGHOUT THE PROJECT. COORDINATE FROM THE FAMN PANEL. FIRE ALARM/MASS NOTIFICATION SYSTEM, THE EXISTING FIRE DESIGN DESIGN AXIMUM NE
THE WORK SCHEDULE, UTILITY OUTAGES, AND OTHER ALARM SYSTEM SHALL BE DEMOLISHED COMPLETELY. HAZARD DENSITY AREA Arta peg | HOSE STREAM N
POTENTIALLY DISRUPTIVE CONSTRUCTION ACTIVITIES WITH THE 2. PROVIDE WEATHERPROOF SPEAKERS RATED FOR EXTERIOR CATEGORY | (6pyt /SQFT) (SQFT) SPRINKLER (GPM)
BUILDING FACILITY MANAGER. NORMAL BUSINESS HOURS ARE APPLICATIONS MOUNTED AT NO LESS THAN 80-INCHES. 2. DEMOLISH THE EXISTING GAMEWELL—FCI PANEL AND GAMEWELL
7:00 AM — 4:00 PM. MASTERBOX AND TURN OVER TO THE GOVERNMENT. S
3. DEDICATED BATTERY CABINETS SHALL BE MOUNTED NO MORE S
2. SEE F-001 FOR GENERAL NOTES, SYMBOLS, LEGEND, AND THAN 36—INCHES ABOVE THE FINISHED FLOOR. HC—1 0.10 1500 225 250 2
* =
APPLICABLE CODES AND STANDARDS. =
4, THE NEW FIRE ALARM SYSTEM SHALL UTILIZE THE EXISTING =
3. THE EXISTING FIRE ALARM SYSTEM IS A GAMEWELL—FCI 7200 100MA BASE LOOP WIRING TO TRANSMIT SIGNALS. PROVIDE A =
SERIES PANEL LOCATED INSIDE THE NORTH ENTRANCE. NEW DIGITAL ELECTRONIC TELEGRAPHIC TRANSMITTER (DETT 16) HC-2 0.20 2500 130 500 Z |z
TO REPLACE THE EXISTING GAMEWELL MASTERBOX. =k
4. THE EXISTING FIRE ALARM SYSTEM SHALL REMAIN OPERATIONAL 2
THROUGHOUT CONSTRUCTION. 5. PROVIDE SEALED LEAD CALCIUM BATTERIES AS THE SECONDARY -
POWER SUPPLY CAPABLE OF OPERATING THE FIRE ALARM/MASS <] 2
NOTIFICATION SYSTEM ON STANDBY FOR 48 HOURS FOLLOWED
BY 15 MINUTES OF ALARM. CHARGE THE BATTERIES VIA THE
FAMN PANEL. .
6.  PROVIDE A 6—INCH DEDICATED FIRE PROTECTION WATER
SUPPLY FOR THE SPRINKLER SYSTEM.
7. PROVIDE SPRINKLER COVERAGE BELOW OVERHEAD
OBSTRUCTIONS EXCEEDING 48-INCHES (LARGE DUCTWORK & N =l
MECHANICAL MEZZANINES) TO PROVIDE COMPLETE COVERAGE
THROUGHOUT THE BUILDING.
8.  PROVIDE WEATHERPROOF APPLIANCES FOR AREAS NEAR
SHOWERS. //v;/\\
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