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entitled "Field Quality Control."

SD-07 Certificates

Qualifications of installer; G

SD-10 Operation and Maintenance Data

Fire alarm system, Data Package 5; G

Submit in accordance with Section 01 78 23 OPERATION AND
MAINTENANCE DATA.

SD-11 Closeout Submittals

System as-built drawings; G

1.6 QUALITY ASSURANCE

1.6.1 Qualifications of Installer

The Contractor or installer shall have satisfactorily installed fire alarm
systems of the same type and design as specified herein.

Prior to commencing fire alarm system work, submit data showing that the
Contractor or installer has satisfactorily installed three fire alarm
systems of the same type and design as specified herein within the past
three years.

For each system installed, submit the following:

a.  A detailed summary of the type and design of the system;

b.  The contract name or number, completion date of the project and total
cost of the system;

c.  The name and telephone number of the facility or installation for whom
the work was performed; and,

d.  The name and telephone number of a supervisory level point of contact
at the facility or installation who has knowledge of the performance of
the Contractor's or installer's work.

1.6.2 Manufacturer's Representative

Provide the services of a NICET Level III certified fire alarm subcontractor,
experienced in the installation and operation of the type of system being
provided, to supervise installation, adjustment, preliminary testing, and
final testing of the system and to provide instruction to Government
personnel.

1.6.3 Drawing Requirements

1.6.3.1 System Floor Plans

Submit shop drawings of the system floor plans showing locations of
initiating and indicating appliances and end-of-line supervisory devices.
Show wire color coding, wire counts, and device wiring order.  Show candela
rating of each visible notification appliance.
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