S
TCHLINE ES111 ., e : O—\\ = ;
£=C__ KEYNOTES: ZE
— ID _ X { { w
1] SPLICE TO EXISTING FO™ CABLE AND EXTEND. 7] NOT USED. \ NI g
I = =)
glg 2| INTERCEPT EXISTING TAXIWAY CIRCUIT AND RE-FEED. = —p _ 8| PROVIDE MANHOLE COVER SECURITY--SYSTEM. / .~ - =
7l 1% 7R = b
s 3] EXTEND FEEDER CU310-1 IN MANHOLE EMH-326A AND 9] NOTUSED? — _ \¢ —
z = EXTEND TO ABOVE GRADE/JUNCTION ENCLOSURE. REFER TO — P LY
Iz POWER ONE-LINE DIAGRAM ON SHEET E—602. 10| REFER TO POWER ONE—-LINE DIAGRAMS OR SHEETS E-602 |z e
»<—EI»<—( AND E—641 FOR FEEDERS AND ADDITIONAL REQUIREMENTS. — _/2 = = 8|S
=|= 4] PROVIDE 120VAC-CONNECTION TO RELOCATED BACK FLOW - =1= i
PREVENTION ENCLOSURE. 11| PROVIDE AMI POWER METERING SYSTEM. MOUNT METER ON ~~—_ Zl &
METAL RACK ADJACENT TO TRANSFORMER. TT--¢ == L
5| ROUTE POLE LIGHT CIRCUITS-VIA TIMECLOCK IN PUMP R p & & 5
BUILDING. 12] NEW JET FUEL/LINE ROUTE. REFER TO DP201. =B
n 5 6| NOT USED. 13| PROVIDE GROUND ROD AND BOND TO COUNTERPOISE GROUND T e ; |
dor N WITH #4BC. \ s —
37*# \ GENERAL SHEET NOTES: o —
i q
B e 1. REFER TO SHEETS E-501 AND E-502 FOR LIGHTING FIXTURE
g’ S it R o \. DETAILS.
- ? TR Y= Pr==—— P < — X
- T 9T127CK A EXSTING TAXIWAY/APPON EDGE LIGHTS ARE FED FROM AN
/| 9T126 EXISTING 6.6A VOLTAGE REGULATOR IN B368 (VAULT A). REFER
, | TO ROWER ONE—LINE ‘DIAGRAMS ON SHEETS E—602 AND
N —up E-64T FOR FEEDERS AND ADDITIONAL -REQUIREMENTS.
| [ R S o
| . TP 91025 Ko 3. REFER TO\G-001 FOR LOCATION OF B368.
T N
s S o101 B~ - \
’ e (K S
$ , 2"C—1#8 (5KV), 1#4BC . X
! (TYP. FOR ALL £~ \
| APRON EDGE LIGHTS) / TP \o 9T103
TTNC S NBLN T — AN T~ T Pt T o
91125 % /;;””8 @ oTio, @::P\‘\\P i | SPARLING
X | b/ Q ST T P=s =
@ : // | \<K> // \\ - \/% =l WORK TOGETHER | STAND APART ™
3 / N a D, 74 97106 \ > o
' o S\ \ i s
# ! 7 | | @
! / | LJ19T117 K . TYPE 6
/ | N A/E INFO
':J 4 / ¢ @ /U N APPROVED -
L | @
| 2A—1 - / \ w
| ™~ Al AN
ﬂjz9T124 /8_1\ @ &L - 97107 \\ FOR COMMANDER NAVFAC
. N RINSE RACK E=141)\F=14 E CKD \ T
. (KD \ EQUIPMENT VAULT H@ “ i N NAS WHIDBEY ISLAND
N C\ | \
Ti : ~ - o \ N SATISFACTORY TO DATE
(] o N 0 | X pes KMD [orw AM [crk GLL
| | : S~ Q P> JOSEPH KISIDAY
| ™ \| BRANCH MANAGER
Tll‘l‘%L P P P ‘ ! 10 OI- : T~ ~ R I CHIEF ENG/ARCH
4 SR | R B AL R 4 1| S ks | | sy \\ CXX>>
! o P SIS e R S0 e TR RN d MEE
E-811/\E-81 e . id B
LN Pl = - P-———- P-d—— P -—-L- P S —— P"ﬁ: PAD MOUNTED BTy 97115 | dT108 sy LG §fﬁ§g|—
BRSNS I B} N i G Lc 2 o 2 (0 @ N 252
\ 11| ENCLOSURE T \ EE S T
\ o= 5 9T123'\ (W) TRANSFORMER &0/ N \ z F Es O -
Iﬁ |O\ o PYCIPORER) p p P P P P P P P P S P | P e <T|C
, it vt (e S e Sl M A1 S A L e 1 el 2 e e s = AP - - -~ -= g = —| @
m (2)4°C—(2) 12=ST MMFO —1C E_Mﬂ_SgGACB —sbh< e =t - - C - - = C - - == A S C-—--- C--\== colla el Co—oz = C————= cC==-=- C LS ey —— - - C - g% %E 5
” ” E !
w ; TMH=326A / C5 \'vor 4 2"C0+-2"C—1#8 (5KV) TYPE 6 ‘i EE oo | Y
2"C—4#4) 14106 8| \E-813 g o ' |
] S P o Q _ - _ =
N2 (poLe LicHT) e 819 30 S TIPS i P i il / S| & 5|
e e P-—-—f>—-P ———— - P-—- == ='p - - of 9T“21!Z&’1—<——TP>— ylLLY / ) d-c7) -
9122 9121 KO 9Tt4 UNDER | %™ gT109 KD | = | =Z| %
vl 753\ \E=B814/ TAXIWAY) | | O
| TYPE'8 | i 2 |2Wa|
| " =
=1 | & (2N ; 3 5 |23 &
3. iy o o o v 20—1#8(5KV) | al m E;,EZ n
. T \I\\ WeE-—— P yge m : ’ n 3 Ol 4
@ =8 oo — e " Y — o S w—— P e o S oy S W o NS yi [ Bt P & 8 Yy . WolE =@ | <
™ N T ' 542 0%| &
| 0 Z - =5 =z
I e P vee et P verr b ——vee —P v —— | E%é%i x
gs! ! S ?EI ; o ﬁ
| 9T111 31N
| : a0 E¥ i
1 e e — 2”c 1#8 (5KV) l I
| | \_‘a St AS NOTED
o | ! ' EPROJECT NO.:
MATCHLINE ES109 | | 5 / " : | | : ;l | N44255-15-C~6003
NORTH NAVFAC DRAWING NO.
R PARTIAL SITE PLAN - ELECTRICAL L N . KEY PLAN 16030522
D i — D T
=T ES109




