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FIXTURE SCHEDULE** FLUMBING NOTES:
- 1. ALL PLUMBING WORK SHALL BE PERFORMED IN ACCORDANCE WITH THE INTERNATIONAL PLUMBING CODE (IPC) 2012.
T L T e e L T DESCRIPTION HW W WASTE VENT
A ey e 5 e ey 2. FOR THE CONTROL ROOM, ALL ABOVEGROUND PIPING SHALL BE CONCEALED FROM VIEW AND ROUTED BETWEEN THE
+ = — DROP CEILING AND THE CONTROL ROOM CONCRETE ROOF AND IN THE WALLS UNLESS OTHERWISE NOTED.
g P—1 LAVATORY - 15 40 40
1 3. FOR THE OPERATIONS BUILDING, ALL ABOVEGROUND PIPING SHALL BE ROUTED IN THE SPACE BETWEEN THE CEILING
b P—2 WATER CLOSET - 25 100 50 AND THE JOISTS OR CONCEALED IN THE WALLS, UNLESS OTHERWISE NOTED.
P_3 ELECTRIC WATER COOLER _ 20 50 40 4. SHUT-OFF VALVES SHALL BE PROVIDED AT LOCATIONS SHOWN AND AT ALL FIXTURES. D
it 5. THE PIPING LAYOUT IS SCHEMATIC IN NATURE AND SHOWS A GENERAL LAYOUT. CONTRACTOR SHALL FIELD ROUTE ALL
s P-4 SHOWER * 20 20 80 50 PIPING INCLUDING, BUT NOT LIMITED TO, DOMESTIC COLD WATER, DOMESTIC HOT WATER, WASTE, DRAIN, AND VENT -
] PIPING AS REQUIRED.
1 P—5 WATER CLOSET * - 25 100 50
" | 6. PROVIDE ACCESS PANELS IN THE WALLS AS NEEDED TO ACCESS SHUT—OFF VALVES. &
ol 830 CW _ _ -
1 FLOW SWITCH P=6 EASTERN STYLE WATER CLOSET 2 100 30 7. SEE ARCHITECTURAL SHEETS FOR HANDICAP ACCESSIBLE FIXTURE INSTALLATION DETALS. -
P P-7 URINAL * - 20 50 50 8. MINIMUM SLOPE ON DRAIN/WASTE LINES SHALL BE 2%.
' _ R _ 9. INSULATE ALL ABOVEGROUND HOT AND COLD WATER LINES.
A : INTERIOR_EMERGENCY P-8 LAVATORY 15 40 40
4 2kt - EYEWASH AND SHOWER ,
4 | - | P—9 KITCHEN/LABORATORY SINK * _ 20 50 50 10. DOMESTIC HOT WATER SHALL BE STORED AT 60°C (MINIMUM) AND DISTRIBUTED AT 46 (MINIMUM).
| | CONTROL ROOM = T
| I | P10 MOP SERVICE BASIN - 20 80 50
| PLUMBING ABBREVIATIONS PLUMBING LEGEND
4 ' - * - —_——
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g 1
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! B cw COLD WATER . COLD WATER E
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= o /l/u.p 5]
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