
ASSETNUM DESCRIPTION
STP204VLEF LET 204 Effluent Air Actuated Valve to Process System
STP204VLIN LET 204 Influent Air Actuated Valve from Piers
NPS1352LLD Pump Station 1352 Liner Leak Detection Float
POS21HH Pump Station 2 Tank 21 High High Level Switch
POS21MHHHA Pump Station 2 Tank 21 Manway High High Level Switch A
PPS3SPHL Pump Station 3 Sump Pump High Level Float Switch
NTPBASELI Sodium Hydroxide Tank 5000 Gallon Level Indicator
NPSKLLD Pump Station K Liner Leak Detection Float
NTPTN5K TN System Tank 5
NTP34CA Industrial Waste Slude Tank 34 Active Carbon Unit
ATP102OSMX Oil Water Separator 102 Mixer Sludge Day Tank 801
STP403MX Tank 403 Mixer
STP201RK Sludge Rake
NTP34PCB Oily Waste Treatment Tanks 25A/B Pump B
STP401PCA Pre Mix Tank Centrifugal Pump A
PPS2PDA Pump Station 2 Positive Displacement Pump
PPS2PDB Pump Station 2 Positive Displacement Pump
PPS3PDA Pump Station 3 Positive Displacement Pump
PPS3PDB Pump Station 3 Positive Displacement Pump
NTP23BOSCO Oil Water Separator Tank 23 B Coalescer Packs
NTPAMA
NTPAMB Gas Detector- Orion 10031889
NTPAMC Gas Detector-MicroMax Pro         
NTPAOA Anchor. Connector Strap  
NTPBBA Iron Duck Backboard      
NTPDVA Davit System 
NTPHAA Harness
NTPHAB Harness
NTPHAC Harness
NTPHAD Harness 
NTPHAE Harness 5027672
NTPLFA Lifeline
NTPLFB Lifeline
NTPLFC Lifeline
NTPLFD TCP ? Vertical Lifeline
NTPLNA Lanyard
NTPLNB Lanyard
STP204VLOL LET 204 Oil Skimming Air Actuated Valve
STP204VLSL LET 204 Sludge Tanks Air Actuated Valve
STP301TK Recovered Oil Surge Tank 301
STP302TK Recovered Oil Tank 302
STP303TK Recovered Oil Tank 303
STP304TK Recovered Oil Tank 304
STP401TK Harborlite Pre Mix Tank
STP402LI Sludge Tank 402 Level Indicator
STP402TK Sludge Tank 402
STP403LI Sludge Tank 403 Level Indicator
STP403TK Sludge Tank 403
STP501IATK Induced Air Flotation Tank 501
STP501IAVLED Induced Air Flotation Tank 501 Eductor Valve
STP501OSAN Plate Separator 501 Tank Anodes



STP501OSMXA Plate Separator 501 Tank Mixer Emulsion Chamber
STP501OSMXB Plate Separator 501 Tank Mixer pH Adjustment Chamer
STP501OSTK Plate Separator 501 Tank
STP502IATK Induced Air Flotation Tank 502
STP502IAVLED Induced Air Flotation Tank 502 Eductor Valve
STP502OSAN Plate Separator 502 Tank Anodes
STP502OSMXA Plate Separator 502 Tank Mixer Emulsion Chamber
STP502OSMXB Plate Separator 502 Tank Mixer pH Adjustment Chamer
STP502OSPDC Plate Separator 502 Tank Positive Displacement Oil Pump 506 B
STP502OSTK Plate Separator 502 Tank
STP801TK Sodium Hydroxide Tank 801
STP802TK Sodium Hydroxide Tank 802
STP803TK Emulsion Breaker Tank 803
STP804TK Polymer Tank 804
STP901HH Recovered Oil Tank 901 High High Switch
SOSAB7 Air Bleed Valve #7
SOSAB8 Air Bleed Valve #8
SOSAB9 Air Bleed Valve #9
SOSPIPR10N Oily Waste Pipeline Pier 10 North
SOSPIPR10S Oily Waste Pipeline Pier 10 South
SOSPIPR13N Oily Waste Pipeline Pier 13 North
SOSPIPR13S Oily Waste Pipeline Pier 13 South
SOSPIPR1N Oily Waste Pipeline Pier 1 North
SOSPIPR1S Oily Waste Pipeline Pier 1 South
SOSPIPR2N Oily Waste Pipeline Pier 2 North
SOSPIPR2S Oily Waste Pipeline Pier 2 South
SOSPIPR3N Oily Waste Pipeline Pier 3 North
SOSPIPR3S Oily Waste Pipeline Pier 3 South
SOSPIPR4N Oily Waste Pipeline Pier 4 North
SOSPIPR4S Oily Waste Pipeline Pier 5 South
SOSPIPR5N Oily Waste Pipeline Pier 5 North
SOSPIPR5S Oily Waste Pipeline Pier 5 South
SOSPIPR6N Oily Waste Pipeline Pier 6 North
SOSPIPR6S Oily Waste Pipeline Pier 6 South
SOSPIPR7N Oily Waste Pipeline Pier 7 North
SOSPIPR7S Oily Waste Pipeline Pier 7 South
SOSPIPR8N Oily Waste Pipeline Pier 8 North
SOSPIPR8S Oily Waste Pipeline Pier 8 South
SOSPIPR9N Oily Waste Pipeline Pier 9 North
SOSPIPR9S Oily Waste Pipeline Pier 9 South
SPS13BL Pump Station 13 Active Carbon Unit Blower
SPS13PI Pipeline System for Pier 13, Manholes 50-63 Plus Pump Station
SPS13SCPHL Pump Station 13 Secondary Containment Pump High Level Float Switch
SPS13SPHL Pump Station 13 Dry Side Sump Pump High Level Float Switch
SPS13WW Pump Station 13 Wet Well
SPS13WWAN Pump Station 13 Wet Well Anodes
SPS2BL Pump Station 2 Active Carbon Unit Blower
SPS2PI Pipeline System for Piers 1 and 2, Manholes 1-6 Plus Pump Station
SPS2SCPHL Pump Station 2 Secondary Containment Pump High Level Float Switch
SPS2SPHL Pump Station 2 Dry Side Sump Pump High Level Float Switch
SPS2WW Pump Station 2 Wet Well
SPS2WWAN Pump Station 2 Wet Well Anodes



SPS4BL Pump Station 4 Active Carbon Unit Blower
SPS4PI Pipeline System for Piers 3,  4, and 5, Manholes 7-17 Plus Pump Station
SPS4SPHL Pump Station 4 Dry Side Sump Pump High Level Float Switch
SPS4WWA Pump Station 4 Wet Well A
SPS4WWAAN Pump Station 4 Wet Well A Anodes
SPS4WWB Pump Station 4 Wet Well B
SPS4WWBAN Pump Station 4 Wet Well B Anodes
SPS7BL Pump Station 7 Active Carbon Unit Blower
SPS7SPHL Pump Station 7 Dry Side Sump Pump High Level Float Switch
SPS7WWA Pump Station 7 Wet Well A
SPS7WWAAN Pump Station 7 Wet Well A Anodes
SPS7WWB Pump Station 7 Wet Well B
SPS7WWBAN Pump Station 7 Wet Well B Anodes
SPS9BL Pump Station 9 Active Carbon Unit Blower
SPS9PI Pipeline System for Pier 9, Manholes 36-43 Plus Pump Station
SPS9SCPHL Pump Station 9 Secondary Containment Pump High Level Float Switch
SPS9SPHL Pump Station 9 Dry Side Sump Pump High Level Float Switch
SPS9WW Pump Station 9 Wet Well
SPS9WWAN Pump Station 9 Wet Well Anodes
SPSPS7PI Pipeline System for Piers 6, 7, and 8, Manholes 18-35 Plus Pump Station
STP401MX Tank 401 Mixer
STP1001AN Drainage Basin Tank 1001 Anodes
STP1001SCPHL Drainage Basin Tank 1001 Secondary Containment Pump High Level Switch
STP1001TK Drainage Basin Tank 1001
STP101AN Receiving Basin Tank 101 Anodes
STP101BL Receiving Basin Tank 101 Active Carbon Unit Blower
STP101LD Leak Detection System for Receiving Basin/Pier 10, Manholes 44-49
STP101PI Pipeline System for Receiving Basin/Pier 10, Manholes 44-49
STP101SCPHL Receiving Basin Tank 101 Secondary Containment Pump High Level Switch
STP101TK Receiving Basin Tank 101
STP201AN LET 201 Anodes
STP201BL LET 201 Active Carbon Unit Blower
STP201TK Load Equalization Tank 201
STP201VLDB LET 201 Drainage Basin Influent Air Actuate Valve
STP201VLEF LET 201 Effluent Air Actuated Valve to Process System
STP201VLIN LET 201 Influent Air Actuated Valve from Piers
STP201VLOL LET 201 Oil Skimming Air Actuated Valve
STP201VLSL LET 201 Sludge Tanks Air Actuated Valve
STP202AN LET 202 Anodes
STP202BL LET 202 Active Carbon Unit Blower
STP202RK LET 202 Sludge Rake
STP202TK Load Equalization Tank 202
STP202VLDB LET 202 Drainage Basin Influent Air Actuate Valve
STP202VLEF LET 202 Effluent Air Actuated Valve to Process System
STP202VLIN LET 202 Influent Air Actuated Valve from Piers
STP202VLOL LET 202 Oil Skimming Air Actuated Valve
STP202VLSL LET 202 Sludge Tanks Air Actuated Valve
STP203AN LET 203 Anodes
STP203BL LET 203 Active Carbon Unit Blower
STP203RK LET 203 Sludge Rake
STP203TK Load Equalization Tank 203
STP203VLDB LET 203 Drainage Basin Influent Air Actuate Valve



STP203VLEF LET 203 Effluent Air Actuated Valve to Process System
STP203VLIN LET 203 Influent Air Actuated Valve from Piers
STP203VLOL LET 203 Oil Skimming Air Actuated Valve
STP203VLSL LET 203 Sludge Tanks Air Actuated Valve
STP204AN LET 204 Anodes
STP204BL LET 204 Active Carbon Unit Blower
STP204RK LET 204 Sludge Rake
STP204TK Load Equalization Tank 204
STP204VLDB LET 204 Drainage Basin Influent Air Actuate Valve
NTP20BTK Ferrous Sulfate Mix Tank 20B
NTP21TK Polymer Day Tank 21
NTP23AOSBL Oil Water Separator Tank 23A Active Carbon Unit Blower
NTP23AOSCO Oil Water Separator Tank 23A Coalescer Packs
NTP23AOSTK Oil Water Separator Tank 23A
NTP23BOSAN Oil Water Separator Tank 23 B Anodes
NTP23BOSTK Oil Water Separator Tank 23 B
NTP24ADAAN Dissolved Air Flotation Tank 24A Anodes
NTP24ADAPV Dissolved Air Flotation Tank 24A Pressure Vessel
NTP24ADAPVPA Dissolved Air Flotation Tank 24A Pressure Vessel Pump A
NTP24ADAPVPB Dissolved Air Flotation Tank 24A Pressure Vessel Pump A
NTP24ADARK Dissolved Air Flotation Tank 24A Rake
NTP24ADASS Dissolved Air Flotation Tank 24A Sludge Screw
NTP24ADATK Dissolved Air Flotation Tank 24A
NTP24BIAED Induced Air Flotation Tank 24 B Eductor Valve
NTP24BIATK Induced Air Flotation Tank 24 B
NTP25ATK Oily Waste Treatment Train A Surge Tank 25A
NTP25BTK Oily Waste Treatment Train B Surge Tank 25 B
NTP26TK Scum Sludge Surge Tank 26
NTP27TK Recovered Oil Surge Tank 27
NTP28TK Polymer Day Tank 28
NTP29TK Polymer Day Tank 29
NTP2PV Treated Industrial Waste Pressure Vessel 2 
NTP304TK Industrial Waste Sludge Day Tank 304
NTP30TK Chemical Day Tank 30
NTP31TK Caustic Day Tank 31
NTP32TK Demulsifier Day Tank 32
NTP34TK Industrial Waste Sludge Tank 34
NTP35TK Grit Surge Tank 35
NTP36TK Recovered Oil Surge Tank 36
NTP38P Wet Well 38 Pump
NTP38PHL Wet Well 38 High Level Switch
NTP3PV Treated Industrial Waste Pressure Vessel 3 
NTP4AAN Load Equalization Tank 4A Anodes
NTP4ABL Load Equalization Tank 4A Active Carbon Unit Blower
NTP4ABSPA Load Equalization Tanks 4A/B Sump Pump A
NTP4ABSPAHL Load Equalization Tanks 4A/B Sump Pump A High Level Switch
NTP4ABSPB Load Equalization Tanks 4A/B Sump Pump B
NTP4ABSPBHL Load Equalization Tanks 4A/B Sump Pump B High Level Switch
NTP4ABSUL Load Equalization Tanks 4A/B Sump Liner
NTP4ATK Load Equalization Tank 4A
NTP4BBL Load Equalization Tank 4B Active Carbon Unit Blower
NTP4BTK Load Equalization Tank 4B



NTP4PV Treated Industrial Waste Pressure Vessel 4 
NTP5ATK Chrome Waste Tank 5 A
NTP5BTK Chrome Waste Tank 5 B
NTP6ATK Cyanide Waste Tank 6 A
NTP6BTK Cyanide Waste Tank 6 B
NTP7BL Treated Industrial Waste Clarifier Tank 7 Active Carbon Unit Blower
NTP7RK Treated Industrial Waste Clarifier Tank 7 Rake
NTP7TK Treated Industrial Waste Clarifier Tank 7
NTP801AN Sludge Day Tank 801 Anodes
NTP801TK Sludge Day Tank 801
NTP802TK Harbolite Pre Coat Mixing Tank
NTP8TK Treated Industrial Waste Surge Tank 8
NTP901TK Hydrogen Peroxide Storage Tank 901
NTPACIDTK Sulfuric Acid Tank 1000 Gallon
NTPATA Compressed Air Tank IW Filter Press Area
NTPATB Compressed Air Tank OW Treatment Area
NTPATC Compressed Air Tank IW Treatment Area
NTPBASETK Sodium Hydroxide Tank 5000 Gallon
NTPBTBL Biotrickler Blower
NTPBTLI Biotrickler Level Indicator
NTPBTP Biotrickler Recirculation Pump
NTPBTSP Biotrickler Sump Pump
NTPFPSUL Oily Waste Filter Press Sump Liner
NTPSM3 Static Mixer From Tanks 1 A/B, 5 A/B and 6 A/B
NTPSM4 Static Mixer From Tank 4B
NTPTN1TK TN System Tank 1
NTPTN2TK TN System Tank 2
NTPTNBFA TN System Inlet Bag Filter A
NTPTNBFB TN System Inlet Bag Filter B
NTPTNBFC TN System Inlet Bag Filter C
NTPTNBFD TN System Inlet Bag Filter D
NTPTNBFE TN System Inlet Bag Filter E
NTPTNBFF TN System Inlet Bag Filter F
NTPTNBFG TN System Outlet Bag Filter G
NTPTNBFH TN System Outlet Bag Filter H
NTPWLAC Welding Trailer Air Compressor
NTPWW1 Treatment Plant Wet Well 1
NTPWW1095HL Wet Well 1095 High Level Switch
NTPWW1095TK Treatment Plant Wet Well 1095
NTPWW1SPHL Treatment Plant Wet Well 1 Sump Pump High Level Switch
NTPWW2 Treatment Plant Wet Well 2
NTPWW2SPHL Treatment Plant Wet Well 2 Sump Pump High Level Switch
NTPWW38TK Wet Well 38 Tank
NTPWW3 Treatment Plant Wet Well 3
NTPWW3SPHL Treatment Plant Wet Well 3 Sump Pump High Level Switch
NTPWW4 Treatment Plant Wet Well 4
NTPWW4SPHL Treatment Plant Wet Well 4 Sump Pump High Level Switch
PPS3FA Pump Station 3 Ventilation Fan
PTP201AN Load Equalization Tank 201 Anodes
PTP201TK Load Equalization Tank 201
PTP202AN Load Equalization Tank 202 Anodes
PTP202TK Load Equalization Tank 202



PTP203OSAN Oil Water Separator 203 Anodes
PTP203OSTK Oil Water Separator 203
PTP204IATK Induced Air Flotation Tank 204
PTP301TK Scum Tank 301
PTP401TK Recovered Oil Tank 401
STP901HL Recovered Oil Tank 901 High Level Float
STP901TK Recovered Oil Tank 901
STP902HH Recovered Oil Tank 902 High High Switch
STP902HL Recovered Oil Tank 902 High Level Float
STP902TK Recovered Oil Tank 902
STP903HH Recovered Oil Tank 903 High High Switch
STP903HL Recovered Oil Tank 903 High Level Float
STP903TK Recovered Oil Tank 903
STP904HH Recovered Oil Tank 904 High High Switch
STP904HL Recovered Oil Tank 904 High Level Float
STP904TK Recovered Oil Tank 904
STP905HH Recovered Oil Tank 905 High High Switch
STP905HL Recovered Oil Tank 905 High Level Float
STP905TK Recovered Oil Tank 905
STPDHA Dehumidifier in Shed
STPDHB Dehumidifier in Bldg 3589
STPV101TK Grit Separator Tank West
STPV102TK Grit Separator Tank East
SPS2VS Pump Station 2 Volatile Organic Vapor Sensor
SPS4VS Pump Station 4 Volatile Organic Vapor Sensor A
SPS7VS Pump Station 7 Volatile Organic Vapor Sensor A
SPS9VS Pump Station 9 Volatile Organic Vapor Sensor
SPS13VS Pump Station 13 Volatile Organic Vapor Sensor
STP101VS Receiving Basin Tank 101 Volatile Organic Vapor Sensor
STP201VS LET 201 Volatile Organic Vapor Sensor
STP202VS LET 202 Volatile Organic Vapor Sensor
STP203VS LET 203 Volatile Organic Vapor Sensor
STP204VS LET 204 Volatile Organic Vapor Sensor
NTPGIWLD Panel AT - 20C GIW Leak Detection
NTP34BL Industrial Waste Sludge Tank 34 Active Carbon Blower
NTPTN5TK TN System Tank 5
NTP801MX Sludge Tank 801 Mixer
PTP203MXA Oil Water Separator 203 Mixer A
NTP34PCA Oily Waste Treatment Tanks 25A/B Pump A
STP401PCB Pre Mix Tank Centrifugal Pump B
ATP102OSCO Oil Water Separator 102 Coalescer Packs
NTPLNC Lanyard Model #1240006
NTPLND Lanyard 213 WLS  6 ft 3/07
NTPLNE Lanyard 501303
POS21LI Pump Station 2 Tank 21 Level Indicator
NTPACIDLI Sulfuric Acid Tank 1000 Gallon Level Indicator
PPS2LD Pump Station 2 Leak Detection System
NTP21MX Polymer Day Tank 21 Mixer
STP402MX 402 Mixer Sludge Tank
PTP203MXB Oil Water Separator 203 Mixer B
NTP24BIACO Induced Air Flotation Tank 24 B Coalescer Packs
PTP203OSCO Oil Water Separator 203 Coalescer Packs



NTPSBA SCBA - North Frontier
NTPSBB SCBA - North Frontier
NTPSNA Sling - Synthetic Web Sling
NTPSNB Sling - Synthetic Web Sling
NTPTPA Tripod 1850-076
NTPWNA Winch - Manual Crank
NTPWNB Winch - Self Retracting
PTPAOA Web Anchor Connector
PTPCFA Chainfall
PTPHAA Harness Model # 1101656
PTPHAB Harness
PTPLFA Lifeline
PTPLNA Lanyard
PTPLNB Lanyard
PTPLNC Lanyard 501303
PTPSDH Sling - Synthetic Web Sling
PTPSNA Sling - Synthetic Web Sling
PTPSNB Sling - Synthetic Web Sling
PTPSNC Sling - Synthetic Web Sling
PTPSND Sling - Synthetic Web Sling
PTPSNE Sling - Synthetic Web Sling
PTPSNF Sling - Synthetic Web Sling
PTPSNG Sling - Synthetic Web Sling
STPAMA Gas Detector-MicroMax Pro         
STPAOA Anchor. Connector Strap
STPBBA Iron Duck Backboard      
STPCFA Chainfall
NTPOWLD Panel AT - 50C OW Leak Detection
POS31TK Pump Station 3 4K Fiberglass Tank
PPS2SPHL Pump Station 2 Sump Pump High Level Float Switch
STPCFB Chainfall
STPCFC Chainfall
STPCFD Chainfall
STPDVA Davit System  Model # 8518001+
STPHAA Harness 
STPHAB Harness 
STPLFA Vertical Lifeline   AC230A1(Carabineer)
STPLNA Lanyard
STPLNB Lanyard
STPSBA SCBA - North 832
STPSBB SCBA - North 832 
STPSNA Sling - Synthetic Web Sling
STPSNB Sling - Synthetic Web Sling
STPSNC Sling - Synthetic Web Sling
STPSND Sling - Synthetic Web Sling
STPSNE Sling - Synthetic Web Sling
STPSNF Sling - Synthetic Web Sling
STPSNG Sling - Synthetic Web Sling
STPSNH Sling - Synthetic Web Sling
STPSNI Sling - Synthetic Web Sling
STPSNJ Sling - Synthetic Web Sling
STPSNK Sling - Synthetic Web Sling



STPSNL Sling - Synthetic Web Sling
STPSNM Sling - Synthetic Web Sling
STPSNN Sling - Synthetic Web Sling
STPSNO Sling - Synthetic Web Sling Model # EE902(6)
STPTPA Tripod 
STPWNA Winch - Salalift  Model # 8518558
STPWNB Winch - Self Retracting
ATPFEA Next to LET #101
ATPFEB Located in Shack
NTPFEA Between T-1094 & T-1093
POS21TK Pump Station 2 8K Fiberglass Tank
POS21MHHHB Pump Station 2 Tank 21 Manway High High Level Switch B
NTPFEB Between T-1093 & T-1092
NTPFEC Main Door RDVF Building Across from T-801
NTPFED 788 Back Door of employee's locker area
NTPFEE 788 Outside men's restroom next to Blank logs / Forms
NTPFEF 788 Entrance to the small lab
NTPFEG 788 Back Door at main lab
NTPFEH 795 Outside main entrance
NTPFEI 795 Inside tool / Parts area
NTPFEJ 795 By basement end of stairs
NTPFEK 795 Outside by repair room
NTPFEL T-4A Between the biotrickler carbon adsorbers and T- 25
NTPFEM Clark Forklift
NTPFEN Silverado Truck 1500 # 68395
NTPFEO Express Cargo Van # 68398
NTPFEP Silverado 3500 HD # 68400
NTPFEQ Colorado # 68393
STPFEA BLDG 3588 Hot Water Room
STPFEB BLDG 3588 Lunch Room
STPFEC BLDG 3588 Outside Laboratory Door
STPFED BLDG 3588 Laboratory
STPFEE BLDG 3588 Control Room
STPFEF BLDG 3588 Under Key Box
STPFEG BLDG 3588 Workshop by Control Door
STPFEH BLDG 3588 Workshop by Outside Door
STPFEI BLDG 3589 Rigging Equipment 
STPFEJ BLDG 3589 DE Pumps
STPFEK BLDG 3589 Chemical Room
STPFEL Receiving Basin
STPFEM Clark Forklift
STPFEN Between LET 1 & 2 Near eyewash station
STPFEO Between LET 3 & 4 Near eyewash station
STPFEP Drainage Basin / Base of stairs
STPFEQ Outside of Containment wall / Off Load area
NTP1092TK Scum Sludge Tank 1092
NTP1093SUL Recovered Oil Tank 1093 Sump Liner
NTP1093TK Recovered Oil Tank 1093
NTP1094SUL Recovered Oil Tank 1094 Sump Liner
NTP1094TK Recovered Oil Tank 1094
NTP10APV Treated Industrial Waste Sand Filter Tank 10 A Pressure Relief Valve
NTP10ATK Treated Industrial Waste Sand Filter Tank 10 A



NTP10BPV Treated Industrial Waste Sand Filter Tank 10 B Pressure Relief Valve
NTP10BTK Treated Industrial Waste Sand Filter Tank 10 B
NTP10CPV Treated Industrial Waste Sand Filter Tank 10 C Pressure Relief Valve
NTP10CTK Treated Industrial Waste Sand Filter Tank 10 C
NTP17TK Hydrogen Peroxide Day Tank 17
NTP1ABL Industrial Waste Tank 1 A Active Carbon Unit Blower
NTP1ABSPA Industrial Waste Tanks 1 A/B Sump Pump A
NTP1ABSPAHL Industrial Waste Tanks 1 A/B Sump Pump A High Level Switch
NTP1ABSPB Industrial Waste Tanks 1 A/B Sump Pump B
NTP1ABSPBHL Industrial Waste Tanks 1 A/B Sump Pump B High Level Switch
NTP1ABSUL Industrial Waste Tanks 1A/B Sump Liner
NTP1ATK Industrial Waste Tank 1 A
NTP1BBL Industrial Waste Tank 1 B Active Carbon Unit Blower
NTP1BTK Industrial Waste Tank 1 B
NTP1PV Treated Industrial Waste Pressure Vessel 1 
NTP20ATK Bisulfite Mix Tank 20A
NTPOWPD35B Oily Waste Offload Pump 35B Positive Displacement
PTPTRAC Truck Air Compressor
STPTRAC Stake Truck Air Compressor
NTPVT 800 Gallon Vacuum Trailer
STPVT 800 Gallon Vacuum Trailer
ATPBOTL Jon Boat Trailer
PTPBOTL Jon Boat Trailer
STPBOTL Jon Boat Trailer
NPS1351LDB Pump Station 1351 Leak Detection System for Piping Back to the Plant
NPS1352LDB Pump Station 1352 Leak Detection System for Piping Back to the Plant
AOSPILD OW Pipeline Leak Detection System
STP501IACO Induced Air Flotaion Tank 501 Coalescer Packs
STP501OSCO Plate Separator 501 Tank Coalescer Packs
STP502IACO Induced Air Flotaion Tank 502 Coalescer Packs
STP502OSCO Plate Separator 502 Tank Coalescer Packs
NTPDH Treatment Plant Air Compressor Dehumidifier
NTP24BIAPCA Induced Air Flotation Tank 24 B Centrifigal Feed Pump A
NTP24BIAPCB Induced Air Flotation Tank 24 B Centrifigal Feed Pump B
NTP24BIAPCC Induced Air Flotation Tank 24 B Centrifigal Scum Pump
NPS1351LDA Pump Station 1351 Leak Detection System for the Pier J
NPS1352LDA Pump Station 1352 Leak Detection System for Pier L-P
NPSKLD Pump Station K Leak Detection System for the Pier K
PPS3LD Pump Station 3 Leak Detection System
STPLD Treatment Plant Leak Detection System Panel 1 
NTPLDGN Leak Detection Generator
NTPFW Fustion Welder Plus Attachments
NTP1ACA Industrial Waste Tank 1 A Active Carbon Unit
NTP1BCA Industrial Waste Tank 1 B Active Carbon Unit
NTP23AOSCA Oil Water Separator Tank 23A Active Carbon Unit
NTP4ACA Load Equalization Tank 4A Active Carbon Unit
NTP4BCA Load Equalization Tank 4B Active Carbon Unit
NTP7CA Treated Industrial Waste Clarifier Tank 7 Active Carbon Unit
PTP203OSPDC Oil Water Separator 203 Positive Displacement Oil Pump
PTP203OSPDD Oil Water Separator 203 Positive Displacement Sludge Pump
SPS13PCA Pump Station 13 Wet Well Centrifugal Pump A
SPS13PCB Pump Station 13 Wet Well Centrifugal Pump B



SPS13PCC Pump Station 13 Wet Well Centrifugal Pump C
SPS13PCD Pump Station 13 Wet Well Centrifugal Pump D
SPS2PCA Pump Station 2 Wet Well Centrifugal Pump A
SPS2PCB Pump Station 2 Wet Well Centrifugal Pump B
SPS4PCA Pump Station 4 Wet Well A Centrifugal Pump A
SPS4PCB Pump Station 4 Wet Well A Centrifugal Pump B
SPS4PCC Pump Station 4 Wet Well B Centrifugal Pump C
SPS4PCD Pump Station 4 Wet Well B Centrifugal Pump D
SPS7PCA Pump Station 7 Wet Well A Centrifugal Pump A
SPS7PCB Pump Station 7 Wet Well A Centrifugal Pump B
SPS7PCC Pump Station 7 Wet Well B Centrifugal Pump C
SPS7PCD Pump Station 7 Wet Well B Centrifugal Pump D
SPS9PCA Pump Station 9 Wet Well Centrifugal Pump A
SPS9PCB Pump Station 9 Wet Well Centrifugal Pump B
STP1001PCA Drainage Basin Tank 1001 Centrifugal Pump A
STP1001PCB Drainage Basin Tank 1001 Centrifugal Pump B
STP101PCA Receiving Basin Tank 101 Centrifugal Pump A
STP101PCB Receiving Basin Tank 101 Centrifugal Pump B
STP101PCC Receiving Basin Tank 101 Centrifugal Pump C
PTP201LI Load Equalization Tank 201 Level Indicator
PTP202LI Load Equalization Tank 202 Level Indicator
AOSP13PDA Pier 13 Positive Displacement Pump West
AOSP13PDB Pier 13 Positive Displacement Pump East
AOSP21PDA Pier 21 Positive Displacement Pump West 1
AOSP21PDB Pier 21 Positive Displacement Pump West 2
AOSP21PDC Pier 21 Positive Displacement Pump East 1
STP302CP Recovered Oil Tank 302 Passive Carbon
STP302LI Recovered Oil Surge Tank 302 Level Indicator
STP303CP Recovered Oil Tank 303 Passive Carbon
STP303LI Recovered Oil Surge Tank 303 Level Indicator
STP304CP Recovered Oil Tank 304 Passive Carbon
STP304LI Recovered Oil Surge Tank 304 Level Indicator
STP402CP Sludge Tank 402 Passive Carbon
STP403CP Sludge Tank 403 Passive Carbon
STP900CP 900 Series Tanks Passive Carbon
POS31HH Pump Station 3 Tank 31 High High Level Switch
PTP201HH Load Equalization Tank 201 High High Switch
PTP202HH Load Equalization Tank 202 High High Switch
NTPCT Hand Held Gas Powered Cut Off Machine
STPLDGN Leak Detection Generator
NTPAC Treatment Plant Air Compressor
SPS4SP Pump Station 4 Dry Side Sump Pump
NTP1092SUL Scum Sludge Tank 1093 Sump Liner
NPS1351TL Pump Station 1351 Trailer
NTPLDTL Leak Detection Trailer
SPS13SP Pump Station 13 Dry Side Sump Pump
SPS2SP Pump Station 2 Dry Side Sump Pump
SPS7SP Pump Station 7 Dry Side Sump Pump
ATPTL NAB Trailer Big Tex 30SA
NTPWLTL Welding Trailer Big Tex 30SV
STPLDTL Leak Detection Trailer
NTP20AMX Bisulfite Mix Tank 20A Mixer



NTP20BMX Ferrous Sulfate Mix Tank 20B Mixer
NTP23BOSMXA Oil Water Separator Tank 23 B Mixer A
NTP23BOSMXB Oil Water Separator Tank 23 B Mixer B
NTP29MX Polymer Day Tank 29 Mixer
NTP304MX Industrial Waste Sludge Day Tank 304 Mixer
NTP30MX Chemical Day Tank 30 Mixer
NTP31MX Caustic Day Tank 31 Mixer
NTP32MX Demulsifier Day Tank 32 Mixer
NTP34MX Industrial Waste Sludge Tank 34 Mixer
NTPTN1MX TN System Tank 1 Mixer
NTPTN2MX TN System Tank 2 Mixer
PTPEBMX Emulsion Breaker Tank Mixer
PTPPOMX Polymer Tank Mixer
PTPSHMX Sodium Hydroxide Tank Mixer
STP801MX Sodium Hydroxide Tank 801 Mixer
STP802MX Sodium Hydroxide Tank 802 Mixer
STP803MX Emulsion Breaker Tank Mixer
STP804MX Polymer Tank 804 Mixer
NTPTRA Silverado 1500 Truck
NTPTRB Express Cargo Van
NTPTRC Silverado 3500 HD Utility Truck
NTPTRD Colorado Truck
PTPTR Plant Truck
STPTRA Silverado 3500 HD Stake Truck
STPTRB Express Cargo Van
STPTRC Silverado 3500 HD Utility Truck
STPTRD Colorado Pickup
NTPWLB Dual Mig Welder
NTPWLC 90 Amp Flux Wire Welder
NTPFT Clark Fork Truck 6K 
STPFT Clark Fork Truck 6K 
AOS346HL Tank 346 High High Level Switch
NLS795GN Lift Station 795 Generator
NPS1351AC Air Compressor Pump Station 1351
NPS1352AC Air Compressor Pump Station 1352
STP201SK LET 201 Oil Skimmer
STP202SK LET 202 Oil Skimmer
STP203SK LET 203 Oil Skimmer
STP204SK LET 204 Oil Skimmer
NTP4ASK Load Equalization Tank 4A Oil Skimmer
AOSP21PDD Pier 21 Positive Displacement Pump East 2
AOSP3PDA Pier 3 Positive Displacement Pump West
AOSP3PDB Pier 3 Positive Displacement Pump East
AOSP8PDA Pier 8 Positive Displacement Pump West
AOSP8PDB Pier 8 Positive Displacement Pump East
STP201PD LET 201 Positive Displacement Sludge Pump
STP202PD LET 202 Positive Displacement Sludge Pump
STP203PD LET 203 Positive Displacement Sludge Pump
STP204PD LET 204 Positive Displacement Sludge Pump
STP300PDA 302-303 Series Tanks Recovered Oil Positive Displacement Pump A
STP300PDB 302-304 Series Tanks Recovered Oil Positive Displacement Pump B
STP301PDA Tank 301  Recovered Oil Positive Displacement Pump B



STP301PDB Tank 301 Recovered Oil Positive Displacement Pump B
STP501OSPD Plate Separator 501 Tank Positive Displacement Feed Pump
STP502OSPD Plate Separator 502 Tank Positive Displacement Feed Pump
STP900PDA 900 Series Tanks Recovered Oil Positive Displacement Pump A
STP900PDB 900 Series Tanks Recovered Oil Positive Displacement Pump B
NTP1AMXA Industrial Waste Tank 1 A Mixer A
NTP1AMXB Industrial Waste Tank 1 A Mixer B
NTP1BMXA Industrial Waste Tank 1 B Mixer A
NTP1BMXB Industrial Waste Tank 1 B Mixer B
NTP24ADAMXA Dissolved Air Flotation Tank 24A Rapid Mixer
NTP24ADAMXB Dissolved Air Flotation Tank 24A Mixer B
NTP28MX Polymer Day Tank 28 Mixer
NTP4BMXA Load Equalization Tank 4B Mixer A
NTP4BMXB Load Equalization Tank 4B Mixer B
NTP5AMX Chrome Waste Tank 5 A Mixer
NTP5BMX Chrome Waste Tank 5 B Mixer
NTP6AMX Cyanide Waste Tank 6 A Mixer
NTP6BMX Cyanide Waste Tank 6 B Mixer
NTP1092LI Scum Sludge Tank 1092 Level Indicator
NTP1093LI Recovered Oil Tank 1093 Level Indicator
NTP1094LI Recovered Oil Tank 1094 Level Indicator
NTP801LI Sludge Day Tank 801 Level Indicator
NTPBTACA Biotrickler Active Carbon Unit A
NTPBTACB Biotrickler Active Carbon Unit B
SPS13CA Pump Station 13 Active Carbon Unit
SPS13CP Pump Station 13 Passive Carbon Unit
SPS2CA Pump Station 2 Active Carbon Unit
SPS2CP Pump Station 2 Passive Carbon Unit
SPS4CA Pump Station 4 Active Carbon Unit
SPS4CP Pump Station 4 Passive Carbon Unit
SPS7CA Pump Station 7 Active Carbon Unit
SPS7CP Pump Station 7 Passive Carbon Unit
SPS9CA Pump Station 9 Active Carbon Unit
SPS9CP Pump Station 9 Passive Carbon Unit
STP1001CP Drainage Basin Tank 1001 Passive Carbon Unit
STP101CA Receiving Basin Tank 101 Active Carbon Unit
STP101CP Receiving Basin Tank 101 Passive Carbon Unit
STP201CA LET 201 Active Carbon Unit
STP201CP LET 201 Passive Carbon Unit
STP201LI LET 201 Level Indicator
STP202CA LET 202 Active Carbon Unit
STP202CP LET 202 Passive Carbon Unit
STP202LI LET 202 Level Indicator
STP203CA LET 203 Active Carbon Unit
STP203CP LET 203 Passive Carbon Unit
STP203LI LET 203 Level Indicator
STP204CA LET 204 Active Carbon Unit
STP204CP LET 204 Passive Carbon Unit
STP204LI LET 204 Level Indicator
STP301CP Recovered Oil Surge Tank 301 Passive Carbon
STP301LI Recovered Oil Surge Tank 301 Level Indicator
PTP402TK Recovered Oil Tank 402



PTPAC Air Compressor
PTPBL Plant Blower
PTPDH Plant Dehumidifier
PTPEBTK Emulsion Breaker Tank
PTPPOTK Polymer Tank
PTPSHTK Sodium Hydroxide Tank
PTPSP Plant Sump Pump
SOSAB1 Air Bleed Valve #1
SOSAB2 Air Bleed Valve #2
SOSAB3 Air Bleed Valve #3
SOSAB4 Air Bleed Valve #4
SOSAB5 Air Bleed Valve #5
SOSAB6 Air Bleed Valve #6
SPS13LD Leak Detection System for Pier 13, Manholes 50-63 Plus Pump Station
SPS2LD Leak Detection System for Piers 1 and 2, Manholes 1-6 Plus Pump Station
SPS4LD Leak Detection System for Piers 3,  4, and 5, Manholes 7-17 Plus Pump Station
SPS7LD Leak Detection System for Piers 6,  7, and 8, Manholes 18-35 Plus Pump Station
SPS9LD Leak Detection System for Pier 9, Manholes 36-43 Plus Pump Station
NPS1351PDA Pump Station 1351 Positive Displacement Pump A
NPS1351PDB Pump Station 1351 Positive Displacement Pump B
NPS1352PDA Pump Station 1352 Positive Displacement Pump A
NPS1352PDB Pump Station 1352 Positive Displacement Pump B
NPSKPDA Pump Station K Positive Displacement Pump A
NPSKPDB Pump Station K Positive Displacement Pump B
NTP31PDA Load Equalization Tanks 4A/B Positive Displacement Pump A
NTP32PDA Recovered Oil Surge Tank 27 Positive Displacement Pump A
NTP31PDB Load Equalization Tanks 4A/B Positive Displacement Pump B
NTP32PDB Recovered Oil Surge Tank 27 Positive Displacement Pump B
NTP33PDA Scum Sludge Surge Tank 26 Positive Displacement Pump A
NTP33PDB Scum Sludge Surge Tank 26 Positive Displacement Pump B
NTPOWPD35A Oily Waste Offload Pump 35A Positive Displacement
NLS1342PCA Lift Station 1342 Tank Centrifugal Pump A
NLS1342PCB Lift Station 1342 Tank Centrifugal Pump B
NLS1346PCA Lift Station 1346 Tank Centrifugal Pump A
NLS1346PCB Lift Station 1346 Tank Centrifugal Pump B
NTP1093SP Recovered Oil Tank 1093 Sump Pump
NTP1094SP Recovered Oil Tank 1094 Sump Pump
NTPWW1SP Treatment Plant Wet Well 1 Sump Pump
NTPWW2SP Treatment Plant Wet Well 2 Sump Pump
NTPWW3SP Treatment Plant Wet Well 3 Sump Pump
NTPWW4SP Treatment Plant Wet Well 4 Sump Pump
SPS13SCP Pump Station 13 Secondary Containment Pump
SPS2SCP Pump Station 2 Secondary Containment Pump
SPS9SCP Pump Station 9 Secondary Containment Pump
STP1001SCP Drainage Basin Tank 1001 Secondary Containment Pump
STP101SCP Receiving Basin Tank 101 Secondary Containment Pump
STP900SPA 900 Series Tanks Sump Pump North
STP900SPB 900 Series Tanks Sump Pump South
SPS9SP Pump Station 9 Dry Side Sump Pump
STPACA Air Compressor A in Shed
STPACB Air Compressor B in Shed
STPACC Air Compressor in Bldg 3589



NTPACIDP Sulfuric Acid Tank Pump
NTPFPA Oily Waste Filter Press A
NTPFPB Oily Waste Filter Press B
NTPFPC TN System Filter Press 
NTPFPD Industrial Waste Sludge Filter Press
STP401FP Filter Press 401
STP402FP Filter Press 402
STPBOMT Jon Boat Motor
PTPFP Filter Press
SPS13GN Pump Station 13 Generator
SPS4GN Pump Station 4 Generator
SPS7GN Pump Station 7 Generator
STP3588GN Bldg 3588 Generator
NPS1351LI Pump Station 1351 Level Indicator
NTP25ALI Oily Waste Treatment Train A Surge Tank 25A Level Indicator
NTP27LI Recovered Oil Surge Tank 27 Level Indicator
POS31LI Pump Station 3 Tank 31 Level Indicator
SPS13WWLI Pump Station 13 Wet Well Level Indicator
SPS2WWLI Pump Station 2 Wet Well Level Indicator
SPS4WWALI Pump Station 4 Wet Well A Level Indicator
SPS4WWBLI Pump Station 4 Wet Well B Level Indicator
SPS7WWALI Pump Station 7 Wet Well A Level Indicator
SPS7WWBLI Pump Station 7 Wet Well B Level Indicator
SPS9WWLI Pump Station 9 Wet Well Level Indicator
STP1001LI Drainage Basin Tank 1001 Level Indicator
STP101LI Receiving Basin Tank 101 Level Indicator
ATPPW Plant Power Washer
NTPPWA Power Washer
NTPPWB Hot Water Power Washer on Vacuum Trailer
PTPPW Power Washer
STPPWB Hot Water Power Washer on Vacuum Trailer
NTP1092SP Scum Sludge Tank 1093 Sump Pump
NTPWW1095P Wet Well 1095 Pump
NTP30PA Chemical Day Tank 30 Pump A
NTP30PB Chemical Day Tank 30 Pump A
NTP31PA Caustic Day Tank 31 Pump A
NTP31PB Caustic Day Tank 31 Pump B
NTP32PA Demulsifier Day Tank 32 Pump A
NTP32PB Demulsifier Day Tank 32 Pump B
PTPEBPC Emulsion Breaker Tank Feed Pump
PTPPOPC Polymer Tank Feed Pump
AOS346LI Tank 346 Level Indicator
ATP101LI Load Equalization Tank 101 Level Indicator
NPS1351HH Pump Station 1351 High High Switch
NPS1352HH Pump Station 1352 High High Switch
NPSKHH Pump Station K High High Switch
NTP26LI Scum Sludge Surge Tank 26 Level Indicator
SPS13WWHH Pump Station 13 Wet Well High High Float Switch
SPS2WWHH Pump Station 2 Wet Well High High Float Switch
SPS4WWAHH Pump Station 4 Wet Well A High High Float Switch
SPS4WWBHH Pump Station 4 Wet Well B High High Float Switch
SPS7WWAHH Pump Station 7 Wet Well A High High Float Switch



SPS7WWBHH Pump Station 7 Wet Well B High High Float Switch
SPS9WWHH Pump Station 9 Wet Well High High Float Switch
NTPPLA Plasma Cutter
NTPWLA Bobcat 250 Welder/Generator
NTP1ALI Industrial Waste Tank 1 A Level Indicator
NTP1BLI Industrial Waste Tank 1 B Level Indicator
NTP23BOSLI Oil Water Separator Tank 23 B Level Indicator
NTP24BIALI Induced Air Flotation Tank 24 B Level Indicator
NTP25BLI Oily Waste Treatment Train B Surge Tank 25 B Level Indicator
NTP34LI Industrial Waste Sludge Tank 34 Level Indicator
NTP35LI Grit Surge Tank 35 Level Indicator
NTP36LI Recovered Oil Surge Tank 36 Level Indicator
NTP4ALI Load Equalization Tank 4A Level Indicator
NTP4BLI Load Equalization Tank 4B Level Indicator
NTP5ALI Chrome Waste Tank 5 A Level Indicator
NTP5BLI Chrome Waste Tank 5 B Level Indicator
NTP6ALI Cyanide Waste Tank 6 A Level Indicator
NTP6BLI Cyanide Waste Tank 6 B Level Indicator
NTP8LI Treated Industrial Waste Surge Tank 8 Level Indicator
PTP203OSLI Oil Water Separator 203 Level Indicator
PTP204IALI Induced Air Flotation Tank 204 Level Indicator
STP501OSLI Plate Separator 501 Level Indicator
STP502IALI Induced Air Flotaion Tank 501 Level Indicator
STP502OSLI Plate Separator 502 Level Indicator
NTP4BSK Load Equalization Tank 4B Oil Skimmer
NTP1ABPCA Inustrial Waste Tank 1A/B Effluent Centrifigal Pump A
NTP1ABPCB Inustrial Waste Tank 1A/B Effluent Centrifigal Pump B
NTP4BPC Load Equalization Tank 4B Centrifugal Pump B
NTP4BPCA Load Equalization Tank 4B Centrifugal Pump A
NTP5ABPCA Chrome Waste Tanks 5 A/B Centrifugal Effluent Pump A
NTP5ABPCB Chrome Waste Tanks 5 A/B Centrifugal Effluent Pump B
NTP6ABPCA Cyanide Waste Tanks 6 A/B Centrifugal Effluent Pump A
NTP6ABPCB Cyanide Waste Tanks 6 A/B Centrifugal Effluent Pump B
NTP8PCA Treated Industrial Waste Surge Tank 8 Effluent Centrifigal Pump A
NTP8PCB Treated Industrial Waste Surge Tank 8 Effluent Centrifigal Pump B
NTP1092HH Scum Sludge Tank 1092 High High Switch
NTP1093HH Recovered Oil Tank 1093 High High Switch
NTP1094HH Recovered Oil Tank 1094 High High Switch
NTP25AHH Oily Waste Treatment Train A Surge Tank 25A High High Switch
STP501IAHL Induced Air Flotaion Tank 501 High Level Switch
POS31MHHH Pump Station 3 Tank 31 Manway High High Level Switch
ATP101HH Load Equalization Tank 101 High High Float Switch
NTP21PA Polymer Day Tank 21 Pump A
NTP21PB Polymer Day Tank 21 Pump B
NTP21PC Polymer Day Tank 21 Pump C
NTP28PA Polymer Day Tank 28 Pump A
NTP28PB Polymer Day Tank 28 Pump B
NTPLDVP Leak Detection Vacuum Pump
STPLDVP Leak Detection Vacuum Pump
NTPBTTK Biotrickler Tank
STP800PA Sodium Hydroxide Tanks 801-802 Perialstaltic Pump A
STP800PB Sodium Hydroxide Tanks 801-802 Perialstaltic Pump B



STP800PC Sodium Hydroxide Tanks 801-802 Perialstaltic Pump C
ATP102SPHL Oil Water Separator 102 Sump Pump High Level Switch
NPS1351LDC Oily Waste Manhole A Lead Detection Float A for PS1351
NPS1351LDD Oily Waste Manhole B Lead Detection Float B for PS1351
NPS1351LLD Pump Station 1351 Liner Leak Detection Float
NTP304HH Industrial Waste Sludge Day Tank 304 High High Switch
NTP801HH Sludge Day Tank 801 High High Switch
NTPTN1HH TN System Tank 1 High High Switch
NTPTN2HH TN System Tank 2 High High Switch
NLS795CM Lift Station 795 Comminutor
PTPSHPC Sodium Hydroxide Tank Feed Tank
NLS1340PCA Lift Station 1340 Tank Centrifugal Pump A
NLS1340PCB Lift Station 1340 Tank Centrifugal Pump B
NLS795PCA Lift Station 795 Tank Centrifugal Pump A
NLS795PCB Lift Station 795 Tank Centrifugal Pump B
NLS796PCA Lift Station 796 Tank Centrifugal Pump A
NLS796PCB Lift Station 796 Tank Centrifugal Pump B
NTP901PC Hydrogen Peroxide Storage Tank 901 Centrifigal Pump
NTP37PD Industrial Waste Sludge Tank 34 Effluent Positive Displacement Pump 37
ATPBOMT Jon Boat Motor
PTPBOMT Jon Boat Motor
NTP1093P Recovered Oil Tank 1093 Sampling Pump
NTP1094P Recovered Oil Tank 1094 Sampling Pump
STP803PA Emulsion Breaker Tank 803 Pump A
STP803PB Emulsion Breaker Tank 803 Pump B
STP803PC Emulsion Breaker Tank 803 Pump B
STP804PA Polymer Tank 804 Pump A
STP804PB Polymer Tank 804 Pump B
STP804PC Polymer Tank 804 Pump C
ATP103HL Surge Tank 103 High Level Float Switch
ATP103P Surge Tank 103 2" Sandpiper Discharge Pump
NTP1092P Scum Sludge Tank 1092 3" Sandpiper Pump
NTP16PA Industrial Waste Feed 3" Sandpiper Feed Pump A
NTP16PB Industrial Waste Feed 3" Sandpiper Feed Pump B
NTP17PA Hydrogen Peroxide Day Tank 17 3/4" Sandpiper Pump A
NTP17PB Hydrogen Peroxide Day Tank 17 3/4" Sandpiper Pump B
NTP20P Chemical Mixing Tank 2" Sandpiper Pump
NTP304PA Industrial Waste Sludge Day Tank 304 Filter Press 2" Sandpiper Feed Pump A
NTP304PB Industrial Waste Sludge Day Tank 304 Filter Press 2" Sandpiper Feed Pump B
NTP36P Recovered Oil Surge Tank 36 1.5" Sandpiper
NTP5ABSP Chrome Waste Tanks 5 A/B Sump Pump 1" Sandpiper
NTP6ABSP Cyanide Waste Tanks 6 A/B Sump Pump 1" Sandpiper
NTP7PA Treated Industrial Waste Clarifier Tank 7 3" Sandpiper Sludge Pump B
NTP7PB Treated Industrial Waste Clarifier Tank 7 3" Sandpiper Sludge Pump B
NTP7SP Treated Industrial Waste Clarifier Sump Pump 2" Sandpiper
NTP801PA Sludge Day Tank 801 2" Sandpiper A
NTP801PB Sludge Day Tank 801 2" Sandpiper B
NTP802P Harbolite Pre Coat Mixing Tank 2" Sandpiper
NTPBASEPA Sodium Hydroxide Tank 1" Sandpiper Pump A
NTPBASEPB Sodium Hydroxide Tank 1" Sandpiper Pump A
NTPFPEFP Industrial Waste Sludge Filter Press Effluent Pump 2" Sandpiper
NTPFPSP Oily Waste Filter Press Sump Pump 2" Sandpiper



NTPIWSP Industrial Waste Offload Area Sump Pump 1" Sandpiper
NTPOWP38A Oily Waste Offload Pump 38 A 3" Sandpiper
NTPOWP38B Oily Waste Offload Pump 38 B 3" Sandpiper
NTPTNPA TN System Inlet Pump A 2" Sandpiper
NTPTNPB TN System Inlet Pump B 2" Sandpiper
NTPTNPC TN System Outlet Pump  C 2" Sandpiper
NTPTNPD TN System Outlet Pump D 2" Sandpiper
PTP201PA Load Equalization Tanks 201-202 1" Oil Skimming Pump
PTP201PB Load Equalization Tanks 201-202  2" Feed Pump
PTPFPP Filter Press 1.5" Feed Pump
PTPTRP Truck 1" Sandpiper Pump
STP407P Sludge Pump 407 2" Sandpiper
STP408P Sludge Pump 408 2" Sandpiper
STPTRP Stake Truck 2" Sandpiper Pump
NLS796GN Lift Station 796 Generator
STP501IAPCA Induced Air Flotation Tank 501 Centrifugal Feed Pump 507
STP501IAPCB Induced Air Flotation Tank 501 Centrifugal Feed Pump 508
STP501IAPCC Induced Air Flotation Tank 501 Centrifugal Scum Pump 509
STP502IAPCA Induced Air Flotation Tank 502 Centrifugal Feed Pump A
STP502IAPCB Induced Air Flotation Tank 502 Centrifugal Feed Pump B
STP502IAPCC Induced Air Flotation Tank 502 Centrifugal Scum Pump 510
AOS346PC Tank 346 Centrifigal Pump
AOS346SP Tank 346 Sump Pump
AOS346TK Tank 346
AOSPI NAB OW Pipeline On Piers and Quay Wall
ATP101AN Load Equalization Tank 101 Anodes
ATP101SP Load Equalization Tank 101 Sump Pump
ATP101SPHL Load Equalization Tank 101 Sump Pump High Level Switch
ATP101TK Load Equalization Tank 101
ATP102OSAN Oil Water Separator 102 Anodes
ATP102OSP Oil Water Separator 102 Caustic Pump
ATP102OSTK Oil Water Separator
ATP102PDC Oil Water Separator Tank 102 Oil Pump
ATP102PDD Oil Water Separator Tank 102 Sludge Pump
ATP102SP Oil Water Separator 102 Sump Pump
ATP103AC Air Compressor for Surge Tank 103 Pump
ATP103TK Surge Tank
ATP104TK Recovered Oil Tank
NLS1340LI Lift Station 1340 Level Indicator
NLS1340TK Lift Station 1340 Tank
NLS1341LI Lift Station 1341 Level Indicator
NLS1341TK Lift Station 1341 Tank
NLS1342LI Lift Station 1342 Level Indicator
NLS1342TK Lift Station 1342 Tank
NLS1346LI Lift Station 1346 Level Indicator
NLS1346TK Lift Station 1346 Tank
NLS795LI Lift Station 795 Level Indicator
NLS795TK Lift Station 795 Tank
NLS796LI Lift Station 796 Level Indicator
NLS796TK Lift Station 796 Tank
NLSGIWPI Lift Station GIW Pipeline 
NPS1351BL Pump Station 1351 Blower



NPS1351DH Pump Station 1351 Dehumidifier
NPS1351PITP Pipeline From 1351 Back to Treatment Plant
NPS1351TK Pump Station 1351 Tank
NPS1352LI Pump Station 1352 Level Indicator
NPS1352PITP Pipeline From 1352 Back to Treatment Plant
NPS1352TK Pump Station 1352 Tank
NPSKLI Pump Station K Level Indicator
NPSKPITP Pipeline From K Back to Treatment Plant
NPSKTK Pump Station K Tank
NPSPIPRJ Pier J Pipeline
NPSPIPRK Pier K Pipeline
NPSPIPRL Pier L Pipeline
NTNTN5TK TN System Tank 5
PTP204IAPCA Induced Air Flotation Tank 204 Centrifugal Feed Pump A
PTP204IAPCB Induced Air Flotation Tank 204 Centrifugal Feed Pump B
PTP204IAPCC Induced Air Flotation Tank 204 Centrifugal Scum Pump C
PTP204P Induced Air Flotation Tank 204 Sludge Tank Feed Pump
ATP102PH Oil Water Separator 102 pH Meter
NTP23BOSPH Oil Water Separator Tank 23 B pH Meter
NTP24ADAPH Dissolved Air Flotation Tank 24A pH Meter
NTPBTPH Biotrickler pH Meter
PTP203OSPH Oil Water Separator 203 pH Meter
STP501OSPH Plate Separator 501 Tank pH Meter
STP502OSPH Plate Separator 502 Tank pH Meter
STPPWA Hot Water Power Washer Portable
AOS346SPHL Tank 346 Sump Pump High Level Switch
NLS1341PCA Lift Station 1341 Tank Centrifugal Pump A
NLS1341PCB Lift Station 1341 Tank Centrifugal Pump B
SOS54MH Manhole 54 liner and sensors
SOS55MH Manhole 55 liner and sensors
SOS56MH Manhole 56 liner and sensors
SOS57MH Manhole 57 liner and sensors
SOS58MH Manhole 58 liner and sensors
SOS59MH Manhole 59 liner and sensors
SOS60MH Manhole 60 liner and sensors
SOS61MH Manhole 61 liner and sensors
SOS62MH Manhole 62 liner and sensors
SOS63MH Manhole 63 liner and sensors
NPRJ1RI Pier J 1 Riser
NPRJ2RI Pier J 2 Riser
NPRJ3RI Pier J 3 Riser
NPRJ4RI Pier J 4 Riser
NPRJ5RI Pier J 5 Riser
NPRJ6RI Pier J 6 Riser
NPRJ7RI Pier J 7 Riser
NPRK1RI Pier K 1 Riser
NPRK2RI Pier K 2 Riser
NPRK3RI Pier K 3 Riser
NPRK4RI Pier K 4 Riser
NPRK5RI Pier K 5 Riser
NPRK6RI Pier K 6 Riser
NPRK7RI Pier K 7 Riser



NPRL1RI Pier L 1 Riser
NPRL2RI Pier L 2 Riser
NPRL3RI Pier L 3 Riser
NPRL4RI Pier L 4 Riser
NPRM5RI Pier M 5 Riser
NPRN6R1 Pier N 6 Riser
NPRN7R1 Pier N 7 Riser
NPRO8R1 Pier O 8 Riser
NPRO9R1 Pier O 9 Riser
NPRP10R1 Pier P 10 Riser
SQW1RI Quay Wall Pier 1 North 1 Riser
SPR1N1RI Pier 1 North 1 Riser
SPR1N2RI Pier 1 North 2 Riser
SPR1N3RI Pier 1 North 3 Riser
SPR1N4RI Pier 1 North 4 Riser
SPR1N5RI Pier 1 North 5 Riser
SPR1S1RI Pier 1 South 1 Riser
SPR1S2RI Pier 1 South 2 Riser
SPR1S3RI Pier 1 South 3 Riser
SPR1S4RI Pier 1 South 4 Riser
SPR1S5RI Pier 1 South 5 Riser
SQW2RI Quay Wall Pier 1 North 2 Riser
SQW3RI Quay Wall Pier 1 South Riser
SQW4RI Quay Wall Pier 2 North Riser
SPR2N1RI Pier 2 North 1 Riser
SPR2N2RI Pier 2 North 2 Riser
SPR2N3RI Pier 2 North 3 Riser
SPR2N4RI Pier 2 North 4 Riser
SPR4S3RI Pier 4 South 3 Riser
SPR4S4RI Pier 4 South 4 Riser
SPR4S5RI Pier 4 South 5 Riser
SPR4S6RI Pier 4 South 6 Riser
SPR4S7RI Pier 4 South 7 Riser
SQW9RI Quay Wall Pier 4 South Riser
SQW10RI Quay Wall Pier 5 North Riser
SPR5N1RI Pier 5 North 1 Riser
SPR5N2RI Pier 5 North 2 Riser
SPR5N3RI Pier 5 North 3 Riser
SPR5N4RI Pier 5 North 4 Riser
SPR5N5RI Pier 5 North 5 Riser
SPR5N6RI Pier 5 North 6 Riser
SPR5N7RI Pier 5 North 7 Riser
SPR5S1RI Pier 5 South 1 Riser
SPR5S2RI Pier 5 South 2 Riser
SPR5S3RI Pier 5 South 3 Riser
SPR5S4RI Pier 5 South 4 Riser
SPR5S5RI Pier 5 South 5 Riser
SPR5S6RI Pier 5 South 6 Riser
SPR5S7RI Pier 5 South 7 Riser
SPR10N3RI Pier 10 North 3 Riser
SPR10N4RI Pier 10 North 4 Riser
SPR10N5RI Pier 10 North 5 Riser



SPR10N6RI Pier 10 North 6 Riser
SPR10N7RI Pier 10 North 7 Riser
SPR10N8RI Pier 10 North 8 Riser
SPR10S1RI Pier 10 South 1 Riser
SPR10S2RI Pier 10 South 2 Riser
SPR10S3RI Pier 10 South 3 Riser
SPR10S4RI Pier 10 South 4 Riser
SPR10S5RI Pier 10 South 5 Riser
SPR10S6RI Pier 10 South 6 Riser
SPR10S7RI Pier 10 South 7 Riser
SPR10S8RI Pier 10 South 8 Riser
SQW23RI Quay Wall Pier 10 South  Riser
SPR2N5RI Pier 2 North 5 Riser
SPR2N6RI Pier 2 North 6 Riser
SPR2S1RI Pier 2 South 1 Riser
SPR2S2RI Pier 2 South 2 Riser
SPR2S3RI Pier 2 South 3 Riser
SPR2S4RI Pier 2 South 4 Riser
SPR2S5RI Pier 2 South 5 Riser
SPR2S6RI Pier 2 South 6 Riser
SPR2S7RI Pier 2 South 7 Riser
SQW5RI Quay Wall Pier 2 South Riser
SQW6RI Quay Wall Pier 3 North Riser
SPR3N1RI Pier 3 North 1 Riser
SPR3N2RI Pier 3 North 2 Riser
SPR3N3RI Pier 3 North 3 Riser
SPR3N4RI Pier 3 North 4 Riser
SPR3N5RI Pier 3 North 5 Riser
SPR3N6RI Pier 3 North 6 Riser
SPR3N7RI Pier 3 North 7 Riser
SPR3S1RI Pier 3 South 1 Riser
SPR3S2RI Pier 3 South 2 Riser
SPR3S3RI Pier 3 South 3 Riser
SPR3S4RI Pier 3 South 4 Riser
SPR3S5RI Pier 3 South 5 Riser
SPR3S6RI Pier 3 South 6 Riser
SPR3S7RI Pier 3 South 7 Riser
SQW7RI Quay Wall Pier 3 South Riser
SQW8RI Quay Wall Pier 4 North Riser
SPR4N1RI Pier 4 North 1 Riser
SPR4N2RI Pier 4 North 2 Riser
SPR4N3RI Pier 4 North 3 Riser
SPR4N4RI Pier 4 North 4 Riser
SPR4N5RI Pier 4 North 5 Riser
SPR4N6RI Pier 4 North 6 Riser
SPR4N7RI Pier 4 North 7 Riser
SPR4S1RI Pier 4 South 1 Riser
SPR4S2RI Pier 4 South 2 Riser
AAPHPES139 Review SSHPs in accordance with Shaw E&I HS052
SOS01MH Manhole 01 liner and sensors
SOS02MH Manhole 02 liner and sensors
SOS03MH Manhole 03 liner and sensors



SOS04MH Manhole 04 liner and sensors
SOS05MH Manhole 05 liner and sensors
SOS06MH Manhole 06 liner and sensors
SOS07MH Manhole 07 liner and sensors
SOS08MH Manhole 08 liner and sensors
SOS09MH Manhole 09 liner and sensors
SOS10MH Manhole 10 liner and sensors
SOS11MH Manhole 11 liner and sensors
SOS12MH Manhole 12 liner and sensors
SOS13MH Manhole 13 liner and sensors
SOS14MH Manhole 14 liner and sensors
SOS15MH Manhole 15 liner and sensors
SOS16MH Manhole 16 liner and sensors
SOS17MH Manhole 17 liner and sensors
SOS18MH Manhole 18 liner and sensors
SOS19MH Manhole 19 liner and sensors
SQW11RI Quay Wall Pier 6 North
SPR6N1RI Pier 6 North 1 Riser
SPR6N2RI Pier 6 North 2 Riser
SPR6N3RI Pier 6 North 3 Riser
SPR6N4RI Pier 6 North 4 Riser
SPR6N5RI Pier 6 North 5 Riser
SPR6N6RI Pier 6 North 6 Riser
SPR6N7RI Pier 6 North 7 Riser
SPR6S1RI Pier 6 South 1 Riser
SPR6S2RI Pier 6 South 2 Riser
SPR6S3RI Pier 6 South 3 Riser
SPR6S4RI Pier 6 South 4 Riser
SPR6S5RI Pier 6 South 5 Riser
SPR6S6RI Pier 6 South 6 Riser
SPR6S7RI Pier 6 South 7 Riser
PAPHPES138 Review SSHPs in accordance with Shaw E&I HS052
SQW12RI Quay Wall Pier 6 South
SQW13RI Quay Wall Pier 7 North
SPR7N1RI Pier 7 North 1 Riser
SPR7N2RI Pier 7 North 2 Riser
SPR7N3RI Pier 7 North 3 Riser
SPR7N4RI Pier 7 North 4 Riser
SPR7N5RI Pier 7 North 5 Riser
SPR7N6RI Pier 7 North 6 Riser
SPR7S1RI Pier 7 South 1 Riser
SPR7S2RI Pier 7 South 2 Riser
SPR7S3RI Pier 7 South 3 Riser
SPR7S4RI Pier 7 South 4 Riser
SPR7S5RI Pier 7 South 5 Riser
SPR7S6RI Pier 7 South 6 Riser
SQW14RI Quay Wall Pier 7 South 1 Riser
SQW15RI Quay Wall Pier 7 South 2 Riser
SQW16RI Quay Wall Pier 8 North Riser
SPR8N1RI Pier 8 North 1 Riser
SPR8N2RI Pier 8 North 2 Riser
SPR8N3RI Pier 8 North 3 Riser



SPR8N4RI Pier 8 North 4 Riser
SPR8N5RI Pier 8 North 5 Riser
SPR8N6RI Pier 8 North 6 Riser
SPR8N7RI Pier 8 North 7 Riser
SPR8S1RI Pier 8 South 1 Riser
SPR8S2RI Pier 8 South 2 Riser
SPR8S3RI Pier 8 South 3 Riser
SPR8S4RI Pier 8 South 4 Riser
SPR8S5RI Pier 8 South 5 Riser
SPR8S6RI Pier 8 South 6 Riser
SPR8S7RI Pier 8 South 7 Riser
SQW17RI Quay Wall Pier 8 South 1 Riser
SQW18RI Quay Wall Pier 8 South 2 Riser
SQW19RI Quay Wall Pier 8 South 3 Riser
SPR9N1RI Pier 9 North 1 Riser
STPFER Silverado 3500 HD Stake Truck # 68397
STPFES Express Cargo Van # 68399
STPFET Silverado 3500 HD # 68401
STPFEU Colorado # 68394
PTPFEA Operator Shed
PTPFEB ROT #1
PTPFEC ROT #2
PTPFED Behind Plant Lab Area
PTOFEE Silverado 2500  # 68396
NAPHPES136 Review SSHPs in accordance with Shaw E&I HS052
SPR9N2RI Pier 9 North 2 Riser
SPR9N3RI Pier 9 North 3 Riser
SPR9N4RI Pier 9 North 4 Riser
SQW20RI Quay Wall Pier 9 West Riser
SCA9S1RI Caisson Pier 9 South 1 Riser
SCA9S2RI Caisson Pier 9 South 2 Riser
SPR9S1RI Pier 9 South 1 Riser
SQW21RI Quay Wall Pier 9 South Riser
SQW22RI Quay Wall Pier 10 North Riser
SPR10N1RI Pier 10 North 1 Riser
SPR10N2RI Pier 10 North 2 Riser
ATP102OSPDA Oil Water Separator 102 Feed Pump A
ATP102OSPDB Oil Water Separator 102 Feed Pump B
NTP23BOSPDA Oil Water Separator Tank 23 B Positive Displacement Pump for Oil A
NTP23BOSPDB Oil Water Separator Tank 23 B Positive Displacement Pump for Oil B
NTP23BOSPDC Oil Water Separator Tank 23 B Positive Displacement Pump for Sludge C
PTP203OSPDA Oil Water Separator 203 Positive Displacement Feed Pump
PTP203OSPDB Oil Water Separator 203 Positive Displacement Feed Pump
STP501OSPDA Plate Separator 501 Tank Positive Displacement Sludge Pump 503
STP501OSPDB Plate Separator 501 Tank Positive Displacement Oil Pump 504 A 
STP501OSPDC Plate Separator 501 Tank Positive Displacement Oil Pump 504 B
STP502OSPDA Plate Separator 502 Tank Positive Displacement Sludge Pump 505
STP502OSPDB Plate Separator 502 Tank Positive Displacement Oil Pump 506 A
SAPHPES137 Review SSHPs in accordance with Shaw E&I HS052
SOS35MH Manhole 35 liner and sensors
SOS36MH Manhole 36 liner and sensors
SOS37MH Manhole 37 liner and sensors



SOS38MH Manhole 38 liner and sensors
SOS39MH Manhole 39 liner and sensors
SOS40MH Manhole 40 liner and sensors
SOS41MH Manhole 41 liner and sensors
SOS42MH Manhole 42 liner and sensors
SOS43MH Manhole 43 liner and sensors
SOS44MH Manhole 44 liner and sensors
SOS45MH Manhole 45 liner and sensors
SOS46MH Manhole 46 liner and sensors
SOS47MH Manhole 47 liner and sensors
SOS48MH Manhole 48 liner and sensors
SOS49MH Manhole 49 liner and sensors
SOS50MH Manhole 50 liner and sensors
SOS51MH Manhole 51 liner and sensors
SOS52MH Manhole 52 liner and sensors
SOS53MH Manhole 53 liner and sensors
SOS20MH Manhole 20 liner and sensors
SOS21MH Manhole 21 liner and sensors
SOS22MH Manhole 22 liner and sensors
SOS23MH Manhole 23 liner and sensors
SOS24MH Manhole 24 liner and sensors
SOS25MH Manhole 25 liner and sensors
SOS26MH Manhole 26 liner and sensors
SOS27MH Manhole 27 liner and sensors
SOS28MH Manhole 28 liner and sensors
SOS29MH Manhole 29 liner and sensors
SOS30MH Manhole 30 liner and sensors
SOS31MH Manhole 31 liner and sensors
SOS32MH Manhole 32 liner and sensors
SOS33MH Manhole 33 liner and sensors
SOS34MH Manhole 34 liner and sensors
NTPBD1346 Lift station
STPBD3598 Pump Station 7
STPBD3599 Pump Station 9
ATPBD346 Pump Station
NTPEPA Plant at North Island, EPA ID Number list
NTPOWSK NBCNI- IWOW FACILITY (2 spill kits)
NTPRLSK NBCNI- REMOTE LOCATIONS(1351, 1352, K PIER PS
STPBFSK NBSD-BOWTS FACITILY SPILL KIT
STPPSSK NBSD- PUMP STATION SPILL KITS(PS 2,4,7,9,13)
STPEWROT Eye Wash Station Located Near 303 Off Load Area
NTP1092MX Tank 1092 Mixer Motor
S3588SCADUPS Bldg. 3588 SCADA UPS SUA1500_Located Under Control Monitors
SPS2PLCUPS PUMP STATION 2 PLC UPS SUA1500
SPS2HUPS PUMP STATION 2 HORN UPS BE550G
N788SCADAUPS B788 SCADA UPS SUA1500
NPS796UPS PUMP STATION 796 UPS SUA1500
NTPEBA Sperian 10 min Escape Breathing Apparatus
STPBD3588 Oily Waste Treatment Facility
PPS2COM PS2 CO Monitor
SPS13HUPS PUMP STATION 13 HORN UPS BE550G
NTPBTFUPS B788 BTF/ CAMERA UPS SUA1500



NPS1351HUPS PUMP STATION 1351 HORN UPS
NTPSCBAA Sperian Cougar SCBA
SQW24RI Quay Wall Pier 12 North Riser
SQW25RI Quay Wall Pier 12 South Riser
SQW26RI Quay Wall Pier 13 North Riser
SPR13N1RI Pier 13 North 1 Riser
SPR13N2RI Pier 13 North 2 Riser
SPR13N3RI Pier 13 North 3 Riser
SPR13N4RI Pier 13 North 4 Riser
SPR13N5RI Pier 13 North 5 Riser
SPR13N6RI Pier 13 North 6 Riser
SPR13N7RI Pier 13 North 7 Riser
SPR13S1RI Pier 13 South 1 Riser
SPR13S2RI Pier 13 South 2 Riser
SPR13S3RI Pier 13 South 3 Riser
SPR13S4RI Pier 13 South 4 Riser
SPR13S5RI Pier 13 South 5 Riser
SPR13S6RI Pier 13 South 6 Riser
SPR13S7RI Pier 13 South 7 Riser
SQW27RI Quay Wall South 13 Riser
SQW28RI Quay Wall North 14 Riser
SQW29RI Quay Wall South 14 Riser
PSP1NRI South Pier North 1 Riser
PSP2NRI South Pier North 2 Riser
PSP3NRI South Pier North 3 Riser
PSP1SRI South Pier South 1 Riser
PSP2SRI South Pier South 2 Riser
PSP3SRI South Pier South 3 Riser
PMP1NRI Middle Pier North 1 Riser
PMP2NRI Middle Pier North 2 Riser
PMP3NRI Middle Pier North 3 Riser
PMP4NRI Middle Pier North 4 Riser
PMP5NRI Middle Pier North 5 Riser
PMP6NRI Middle Pier North 6 Riser
PMP1SRI Middle Pier South 1 Riser
PMP2SRI Middle Pier South 2 Riser
PMP3SRI Middle Pier South 3 Riser
PMP4SRI Middle Pier South 4 Riser
PMP5SRI Middle Pier South 5 Riser
PMP6SRI Middle Pier South 6 Riser
PNP1NRI North Pier North 1 Riser
PNP2NRI North Pier North 2 Riser
PNP3NRI North Pier North 3 Riser
PNP1SRI North Pier South 1 Riser
PNP2SRI North Pier South 2 Riser
NTPBD788 Industrial waste treatment facility
NTPBD1340 Lift station
NTPBD1351 Pump Station
NTPBDKPIER Pump Station
STPBD3596 Pump Station 2
ATPBDPR8 Pump Station
PPS3COM Pump Station 3 CO Monitor



ER4957 EthanAsset2
NTPTCSPC Trench Sump Pump C to T-48 3" Sandpiper
SPS4PLCUPS PUMP STATION 4 PLC UPS SUA1500
NTP795HOIST 1/2 Ton Duff-Norton Hoist
NTPSCBAB Sperian Cougar SCBA
ATPBDPR3 Pump Station
PTPOWS1P OWS1 2" Sandpiper Pump
SOWTPPLCUPS OWTP PLC UPS SUA1500
SPS9HUPS PUMP STATION 9 HORN UPS BE550G
NPS795UPS PUMP STATION 795 UPS SUA1500
NPS1341UPS PUMP STATION 1341 UPS DR-UPS40
NPS1352UPS PUMP STATION 1352 UPS SUA1500
NPSKUPS PUMP STATION K POW UPS BT1000
APLCUPS NAB BOWTS PLC UPS BK400
NOWTPPLCUPS OWTP PLC UPS SUA1500 in MCC Panel across from 788
NTPBD796 Lift Station
NTPBD1342 Lift station
NTPBD1352 Pump Station
STPBD3589 Oily Waste Treatment Facility
STPBD3600 Pump Station 13
PTPBWSK NBPL- BOWTS SPILL KIT
ATPBWSK NAB-BOWTS SPILL KIT
SPS7VSB Pump Station 7 Volatile Organic Vapor Sensor B
S3588PLCUPS Bldg. 3588 PLC UPS SUA1500_Located in MCC Panel 1
SPS7PLCUPS PUMP STATION 7 PLC UPS SUA1500
N788MUPS B788 MODEMS UPS SUA1500
NTPBDM5 Building M-5
NTPBD795 Lift station/storage
NTPBD1341 Lift station
STPBD3597 Pump Station 4
PTPBD2004 Oily Waste Treatment Facility
PTPBDPS2 Pump Station 2
PTPBDPS3 Pump Station 3
ATPBD633 Same as Building 333
ATPBDPR13 Pump Station
ATPBDPR21 Pump Station
NPS1351AC1 Pump Station 1351 Air Compressor 60 gallon two stage
NPS1352AC2 Pump Station 1352 Air Compressor 60 gallon two stage
BLG1606ELV Bldg 1606 Elevator
SPS4HUPS PUMP STATION 4 HORN UPS BE550G
SPS9PLCUPS PUMP STATION 9 UPS SUA1500
SPS13PLCUPS PUMP STATION 13 PLC UPS SUA1500
NPS1340UPS PUMP STATION 1340 UPS DR-UPS40
NPS1351UPS PUMP STATIN 1351 PLC UPS SUA1500
STPEBA Sperian 10 min Escape Breathing Apparatus
NTPBD1098 Oily waste sludge treatment
ER5834 EthanAsset
ELV1606 Bldg 1606 Elevator
NPS1342UPS PUMP STATION 1342 UPS DR-UPS40
PPLCUPS NBPL BOWTS PLC UPS
SPS7HUPS PUMP STATION 7 HORN UPS
NTPAMD Gas Detector - MicroMax Pro



NINSTHACH01 HACH Spectrometer Instrument DR2700
AINSTHACH01 HACH Spectrometer Instrument DR2700
SINSTHACH01 HACH Spectrometer Instrument DR2700
PINSTHACH01 HACH Spectrometer Instrument DR2700



LOCATION SERIALNUM INSTALLDATE STATUS STATUSDATE
NBSD 08/09/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 08/08/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI OPERATING 02/15/2011 16:20:47
NBPL OPERATING 02/16/2011 10:16:05

OPERATING 02/16/2011 10:16:32
OPERATING 02/16/2011 10:17:24
OPERATING 02/16/2011 10:18:33

NBCNI OPERATING 08/07/2012 15:14:01
OPERATING 02/16/2011 14:54:15

NBCNI OPERATING 02/18/2011 18:48:01
NAB 01/06/1998 00:00:00 OPERATING 02/23/2011 09:15:55
NBSD 06/14/2000 00:00:00 OPERATING 02/23/2011 09:36:11
NBSD 07/08/2000 00:00:00 OPERATING 02/23/2011 09:37:16

OPERATING 02/23/2011 11:00:33
OPERATING 02/23/2011 11:04:22

NBPL OPERATING 02/23/2011 12:48:28
NBPL OPERATING 02/23/2011 12:48:39
NBPL OPERATING 02/23/2011 12:46:49
NBPL OPERATING 02/23/2011 12:47:49
NBCNI OPERATING 02/24/2011 08:38:41
NBCNI 12416 11/01/2009 00:00:00 INACTIVE 05/15/2015 12:42:45
NBCNI A5-7431-A02 08/01/2010 00:00:00 OPERATING 02/28/2011 09:44:46
NBCNI 15279 OPERATING 02/28/2011 09:44:46
NBCNI 018185 08/01/2010 00:00:00 OPERATING 02/28/2011 09:44:46
NBCNI OPERATING 02/28/2011 09:44:46
NBCNI 17307 03/01/2006 00:00:00 OPERATING 02/28/2011 09:44:46
NBCNI 356673 03/01/2009 00:00:00 OPERATING 02/28/2011 09:44:46
NBCNI 204068 06/01/2003 00:00:00 OPERATING 02/28/2011 09:44:46
NBCNI 1013 06/01/2003 00:00:00 DECOMMISSIONED 02/05/2013 13:37:47
NBCNI 20594 06/01/2003 00:00:00 DECOMMISSIONED 02/05/2013 13:43:43
NBCNI 17395 07/01/2006 00:00:00 OPERATING 02/28/2011 09:44:46
NBCNI 04/01/2004 00:00:00 OPERATING 02/28/2011 09:44:46
NBCNI 04/01/2004 00:00:00 OPERATING 02/28/2011 09:44:46
NBCNI 08/01/2007 00:00:00 OPERATING 02/28/2011 09:44:46
NBCNI 754338 09/01/2006 00:00:00 OPERATING 02/28/2011 09:44:46
NBCNI 15407 06/01/2003 00:00:00 DECOMMISSIONED 02/05/2013 13:45:13
NBCNI 04/01/2004 00:00:00 OPERATING 02/28/2011 09:44:46
NBSD 08/06/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 08/10/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 05/19/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 05/22/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 05/25/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 05/28/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 06/08/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 06/14/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 06/12/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 06/17/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 06/15/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 09/30/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 10/04/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 09/12/2000 00:00:00 OPERATING 02/07/2011 12:56:51



NBSD 09/14/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 09/15/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 09/10/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 10/06/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 10/10/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 09/22/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 09/24/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 09/25/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 09/28/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 09/20/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 08/24/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 08/26/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 08/28/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 09/05/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 05/03/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 08/18/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 08/19/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 08/20/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 10/30/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 10/31/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 11/01/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 11/02/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 10/12/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 10/13/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 10/14/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 10/15/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 10/16/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 10/17/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 10/18/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 10/19/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 10/20/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 10/21/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 10/22/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 10/23/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 10/24/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 10/25/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 10/26/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 10/27/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 10/28/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 10/29/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 01/13/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 03/20/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 03/16/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 03/14/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 03/07/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 03/08/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 01/13/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 01/12/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 01/08/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 01/06/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 01/01/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 01/02/2000 00:00:00 OPERATING 02/07/2011 12:56:51



NBSD 01/13/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 01/30/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 01/24/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 01/15/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 01/16/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 01/17/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 01/18/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 01/13/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 02/12/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 02/03/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 02/04/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 02/05/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 02/06/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 01/13/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 03/04/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 02/29/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 02/27/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 02/22/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 02/23/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 02/21/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 06/11/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 04/06/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 04/10/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 04/05/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 03/25/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 01/13/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 03/31/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 04/01/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 03/30/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 03/24/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 06/24/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 07/07/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 06/21/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 06/29/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 07/01/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 06/30/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 06/28/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 07/02/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 07/07/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 07/07/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 07/08/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 07/04/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 07/12/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 07/14/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 07/13/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 07/11/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 07/15/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 07/20/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 07/07/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 07/21/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 07/17/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 07/25/2000 00:00:00 OPERATING 02/07/2011 12:56:51



NBSD 07/27/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 07/26/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 07/24/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 07/28/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 08/02/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 07/07/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 08/03/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 07/30/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 08/07/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 07/02/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 07/11/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 04/13/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 05/12/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 05/11/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 05/25/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 05/24/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 05/14/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 01/01/2009 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 05/17/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 05/18/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 05/14/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 05/15/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 05/13/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 06/04/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 05/31/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 05/19/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 06/05/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 04/23/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 04/23/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 05/04/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 05/08/1994 00:00:00 DECOMMISSIONED 03/14/2012 16:09:57
NBCNI 08/22/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 09/01/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 05/10/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 05/11/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 05/15/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 08/28/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 04/21/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 04/18/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 03/12/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 03/13/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 08/22/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 10/31/2005 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 04/13/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 04/13/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 04/14/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 04/13/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 04/14/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 04/17/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 04/11/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 04/13/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 04/11/1994 00:00:00 OPERATING 02/07/2011 12:56:51



NBCNI 08/22/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 07/27/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 07/27/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 07/27/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 07/27/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 08/14/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 08/12/1994 00:00:00 OPERATING 10/30/2012 15:22:34
NBCNI 08/11/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 04/02/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 04/02/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 04/07/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 08/14/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 06/26/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 07/05/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 05/01/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 05/02/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 05/03/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 07/06/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 03/08/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 03/05/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 03/04/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 03/07/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 04/04/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 07/09/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 07/10/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 06/07/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 06/10/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 06/12/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 06/13/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 06/14/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 06/15/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 06/16/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 06/17/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 06/18/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 06/19/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 09/05/2010 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 02/23/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 03/19/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 03/18/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 02/25/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 02/23/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 02/25/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 03/11/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 02/23/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 02/25/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 02/23/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 02/25/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBPL 01/17/1999 00:00:00 OPERATING 02/07/2011 12:56:51
NBPL 02/06/1999 00:00:00 OPERATING 02/07/2011 12:56:51
NBPL 01/23/1999 00:00:00 OPERATING 02/07/2011 12:56:51
NBPL 02/07/1999 00:00:00 OPERATING 02/07/2011 12:56:51
NBPL 01/24/1999 00:00:00 OPERATING 02/07/2011 12:56:51



NBPL 02/18/1999 00:00:00 OPERATING 02/07/2011 12:56:51
NBPL 01/25/1999 00:00:00 OPERATING 02/07/2011 12:56:51
NBPL 01/26/1999 00:00:00 OPERATING 02/07/2011 12:56:51
NBPL 01/27/1999 00:00:00 OPERATING 02/07/2011 12:56:51
NBPL 01/28/1999 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 05/02/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 05/01/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 05/06/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 05/05/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 05/04/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 05/09/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 05/08/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 05/07/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 05/12/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 05/11/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 05/10/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 05/15/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 05/14/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 05/13/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 08/23/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 08/24/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 04/29/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 04/30/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 04/01/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 04/02/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 04/03/2000 00:00:00 OPERATING 02/08/2012 17:24:33
NBSD 04/04/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 04/05/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 04/06/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 04/07/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 04/08/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 04/09/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 04/10/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI OPERATING 04/01/2011 10:51:43
NBCNI OPERATING 02/18/2011 18:51:29

OPERATING 02/17/2011 16:21:03
NBCNI 04/07/1994 00:00:00 OPERATING 02/23/2011 09:17:17
NBPL OPERATING 02/23/2011 10:22:40

OPERATING 02/23/2011 10:55:58
OPERATING 02/23/2011 11:06:57

NAB OPERATING 02/24/2011 08:38:37
NBCNI 982 000 132 028 04/01/2004 00:00:00 OPERATING 02/28/2011 09:44:46
NBCNI 213 WLS DECOMMISSIONED 02/05/2013 13:39:05
NBCNI 69653 03/01/2006 00:00:00 OPERATING 02/28/2011 09:44:46

OPERATING 02/16/2011 10:15:40
OPERATING 02/16/2011 10:18:14

NBPL OPERATING 02/16/2011 12:45:57
NBCNI 07/14/1994 00:00:00 OPERATING 02/23/2011 09:18:11
NBSD 06/14/2000 00:00:00 OPERATING 02/23/2011 09:35:22
NBPL OPERATING 02/23/2011 10:22:45
NBCNI OPERATING 02/24/2011 08:39:08
NBPL OPERATING 02/24/2011 08:40:17



NBCNI 148869020025 DECOMMISSIONED 02/05/2013 13:35:55
NBCNI 148869020027 DECOMMISSIONED 02/05/2013 13:36:52
NBCNI 4028916-6-2 OPERATING 02/28/2011 09:44:46
NBCNI 4028916-6-11 OPERATING 02/28/2011 09:44:46
NBCNI Navy 920-16 01/01/2007 00:00:00 OPERATING 02/28/2011 09:44:46
NBCNI 16024 OPERATING 02/28/2011 09:44:46
NBCNI 114520 OPERATING 02/28/2011 09:44:46
NBPL 155558 OPERATING 02/28/2011 09:44:46
NBPL 920-CF1 03/01/2004 00:00:00 OPERATING 02/28/2011 09:44:46
NBPL 982 000 127 583 04/01/2006 00:00:00 OPERATING 02/28/2011 09:44:46
NBPL 982000132008092 05/01/2006 00:00:00 OPERATING 02/28/2011 09:44:46
NBPL 06/01/2007 00:00:00 OPERATING 02/28/2011 09:44:46
NBPL 06/06/2006 00:00:00 OPERATING 02/28/2011 09:44:46
NBPL 07/01/2006 00:00:00 OPERATING 02/28/2011 09:44:46
NBPL 15409 03/01/2007 00:00:00 DECOMMISSIONED 08/30/2012 12:27:49
NBPL 1427716 OPERATING 02/28/2011 09:44:46
NBPL 216600-5 08/01/2007 00:00:00 OPERATING 02/28/2011 09:44:46
NBPL 1379731 09/01/2007 00:00:00 OPERATING 02/28/2011 09:44:46
NBPL 1379737 02/01/2008 00:00:00 OPERATING 02/28/2011 09:44:46
NBPL 1379739 02/01/2008 00:00:00 OPERATING 02/28/2011 09:44:46
NBPL 14259015 06/01/2008 00:00:00 OPERATING 02/28/2011 09:44:46
NBPL 14259016 06/01/2008 00:00:00 OPERATING 02/28/2011 09:44:46
NBPL 1427717 OPERATING 02/28/2011 09:44:46
NBSD 11511 12/01/1996 00:00:00 OPERATING 02/28/2011 09:44:46
NBSD 018168 OPERATING 02/28/2011 09:44:46
NBSD OPERATING 02/28/2011 09:44:46
NBSD ARS-2550 OPERATING 02/28/2011 09:44:46
NBCNI OPERATING 04/01/2011 10:53:15

OPERATING 02/16/2011 09:36:52
NBPL OPERATING 02/16/2011 10:15:07
NBSD SQ-B OPERATING 02/28/2011 09:44:46
NBSD shaw tag 100338 OPERATING 02/28/2011 09:44:46
NBSD shaw tag 100335 OPERATING 02/28/2011 09:44:46
NBSD 19746 OPERATING 02/28/2011 09:44:46
NBSD 982 000 082 808 OPERATING 02/28/2011 09:44:46
NBSD 982 000 082 075 OPERATING 02/28/2011 09:44:46
NBSD 1.22615e+006 OPERATING 02/28/2011 09:44:46
NBSD 042305 OPERATING 02/28/2011 09:44:46
NBSD 015?10 OPERATING 02/28/2011 09:44:46
NBSD OPERATING 02/28/2011 09:44:46
NBSD OPERATING 02/28/2011 09:44:46
NBSD 14295649 OPERATING 02/28/2011 09:44:46
NBSD 15511927 OPERATING 02/28/2011 09:44:46
NBSD 15587491 OPERATING 02/28/2011 09:44:46
NBSD 1560911 OPERATING 02/28/2011 09:44:46
NBSD 15651352 OPERATING 02/28/2011 09:44:46
NBSD 16120519 OPERATING 02/28/2011 09:44:46
NBSD 16250482 OPERATING 02/28/2011 09:44:46
NBSD 164033-21 OPERATING 02/28/2011 09:44:46
NBSD 164138-16 OPERATING 02/28/2011 09:44:46
NBSD 166765-9 OPERATING 02/28/2011 09:44:46
NBSD 166765-25 OPERATING 02/28/2011 09:44:46



NBSD 169916-31 OPERATING 02/28/2011 09:44:46
NBSD 169916-29 OPERATING 02/28/2011 09:44:46
NBSD 101576 OPERATING 02/28/2011 09:44:46
NBSD OPERATING 02/28/2011 09:44:46
NBSD Navy M55965 OPERATING 02/28/2011 09:44:46
NBSD [10043] 20082 OPERATING 02/28/2011 09:44:46
NBSD 2307 OPERATING 02/28/2011 09:44:46
NAB 01/11/2011 00:00:00 OPERATING 03/14/2011 10:13:50
NAB 01/11/2011 00:00:00 OPERATING 03/14/2011 10:13:50
NBCNI 01/11/2011 00:00:00 OPERATING 03/14/2011 10:13:50

OPERATING 02/16/2011 09:36:29
OPERATING 02/16/2011 10:16:51

NBCNI 01/11/2011 00:00:00 OPERATING 03/14/2011 10:13:50
NBCNI 01/11/2011 00:00:00 OPERATING 03/14/2011 10:13:50
NBCNI 01/11/2011 00:00:00 OPERATING 03/14/2011 10:13:50
NBCNI 01/11/2011 00:00:00 OPERATING 03/14/2011 10:13:50
NBCNI 01/11/2011 00:00:00 OPERATING 03/14/2011 10:13:50
NBCNI 01/11/2011 00:00:00 OPERATING 03/14/2011 10:13:50
NBCNI 01/11/2011 00:00:00 OPERATING 03/14/2011 10:13:50
NBCNI 01/11/2011 00:00:00 OPERATING 03/14/2011 10:13:50
NBCNI 01/11/2011 00:00:00 OPERATING 03/14/2011 10:13:50
NBCNI 01/11/2011 00:00:00 OPERATING 03/14/2011 10:13:50
NBCNI 01/11/2011 00:00:00 OPERATING 03/14/2011 10:13:50
NBCNI 01/11/2011 00:00:00 OPERATING 03/14/2011 10:13:50
NBCNI 01/11/2011 00:00:00 OPERATING 03/14/2011 10:13:50
NBCNI 01/11/2011 00:00:00 OPERATING 03/14/2011 10:13:50
NBCNI 01/11/2011 00:00:00 OPERATING 03/14/2011 10:13:50
NBCNI 01/11/2011 00:00:00 OPERATING 03/14/2011 10:13:50
NBSD 01/11/2011 00:00:00 OPERATING 03/14/2011 10:13:50
NBSD 01/11/2011 00:00:00 OPERATING 03/14/2011 10:13:50
NBSD 01/11/2011 00:00:00 OPERATING 03/14/2011 10:13:50
NBSD 01/11/2011 00:00:00 OPERATING 03/14/2011 10:13:50
NBSD 01/11/2011 00:00:00 OPERATING 03/14/2011 10:13:50
NBSD 01/11/2011 00:00:00 OPERATING 03/14/2011 10:13:50
NBSD 01/11/2011 00:00:00 OPERATING 03/14/2011 10:13:50
NBSD 01/11/2011 00:00:00 OPERATING 03/14/2011 10:13:50
NBSD 01/11/2011 00:00:00 OPERATING 03/14/2011 10:13:50
NBSD 01/11/2011 00:00:00 OPERATING 03/14/2011 10:13:50
NBSD 01/11/2011 00:00:00 OPERATING 03/14/2011 10:13:50
NBSD 01/11/2011 00:00:00 OPERATING 03/14/2011 10:13:50
NBSD 01/11/2011 00:00:00 OPERATING 03/14/2011 10:13:50
NBSD 01/11/2011 00:00:00 OPERATING 03/14/2011 10:13:50
NBSD 01/11/2011 00:00:00 OPERATING 03/14/2011 10:13:50
NBSD 01/11/2011 00:00:00 OPERATING 03/14/2011 10:13:50
NBSD 01/11/2011 00:00:00 OPERATING 03/14/2011 10:13:50
NBCNI 03/21/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 03/25/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 03/21/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 03/25/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 03/21/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 08/19/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 08/18/1994 00:00:00 OPERATING 02/07/2011 12:56:51



NBCNI 08/21/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 08/20/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 08/21/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 08/20/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 06/28/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 07/19/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 07/21/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 07/22/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 07/23/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 07/24/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 04/17/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 07/17/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 07/19/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 07/17/1994 00:00:00 OPERATING 10/30/2012 15:18:38
NBCNI 08/22/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 07/01/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 03/17/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBPL 03/01/1999 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 09/04/2010 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 09/12/2010 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 09/01/2010 00:00:00 OPERATING 02/07/2011 12:56:51
NAB 01/02/2010 00:00:00 OPERATING 02/07/2011 12:56:51
NBPL 06/01/2010 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 04/23/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 02/02/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 02/02/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NAB 01/01/2005 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 10/05/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 09/13/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 10/11/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 09/23/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 08/27/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 06/01/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 06/02/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 06/03/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 02/01/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 02/01/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 02/01/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBPL 01/17/1999 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 04/13/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 09/03/2010 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 09/09/2010 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 07/18/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 07/18/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 04/13/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 04/13/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 04/13/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 08/13/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBPL 02/15/1999 00:00:00 OPERATING 02/07/2011 12:56:51
NBPL 02/16/1999 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 03/09/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 03/10/2000 00:00:00 OPERATING 02/07/2011 12:56:51



NBSD 03/11/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 03/12/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 01/03/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 01/04/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 01/19/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 01/20/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 01/21/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 01/22/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 02/07/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 02/08/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 02/09/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 02/10/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 02/24/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 02/25/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 04/07/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 04/08/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 03/26/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 03/27/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 03/28/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBPL 01/30/1999 00:00:00 OPERATING 02/07/2011 12:56:51
NBPL 01/31/1999 00:00:00 OPERATING 02/07/2011 12:56:51
NAB 06/05/2007 00:00:00 OPERATING 02/07/2011 12:56:51
NAB 06/06/2007 00:00:00 OPERATING 02/07/2011 12:56:51
NAB 06/07/2007 00:00:00 OPERATING 02/07/2011 12:56:51
NAB 06/08/2007 00:00:00 OPERATING 02/07/2011 12:56:51
NAB 02/01/2011 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 05/24/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 05/23/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 05/27/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 05/26/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 05/30/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 05/29/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 06/13/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 06/16/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 05/16/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBPL 01/15/1999 00:00:00 OPERATING 02/07/2011 12:56:51
NBPL 02/01/1999 00:00:00 OPERATING 02/07/2011 12:56:51
NBPL 02/02/1999 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 09/11/2010 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 09/03/2010 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 08/26/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 01/23/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 03/25/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 02/03/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 09/01/2010 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 03/13/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 01/05/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 02/11/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NAB 09/01/2010 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 09/04/2010 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 09/01/2010 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 07/02/1994 00:00:00 OPERATING 02/07/2011 12:56:51



NBCNI 07/03/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 05/28/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 05/28/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 05/09/1994 00:00:00 DECOMMISSIONED 03/07/2012 13:36:04
NBCNI 09/05/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 05/11/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 05/12/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 05/16/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 08/30/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 06/08/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 06/08/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBPL 02/10/1999 00:00:00 OPERATING 02/07/2011 12:56:51
NBPL 02/11/1999 00:00:00 OPERATING 02/07/2011 12:56:51
NBPL 02/12/1999 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 08/25/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 08/27/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 08/29/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 09/06/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 68395 09/01/2010 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 68398 09/02/2010 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 68400 09/03/2010 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 68393 09/04/2010 00:00:00 OPERATING 02/07/2011 12:56:51
NBPL 68396 09/01/2010 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 68397 09/01/2010 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 68399 09/01/2010 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 68401 09/01/2010 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 68394 09/01/2010 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 09/07/2010 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 09/08/2010 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 02/01/2011 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 02/01/2011 00:00:00 OPERATING 02/07/2011 12:56:51
NAB 01/01/1998 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 01/26/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 02/05/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 02/05/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 07/03/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 07/16/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 07/29/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 08/11/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 04/11/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NAB 02/02/2011 00:00:00 OPERATING 02/07/2011 12:56:51
NAB 06/01/2007 00:00:00 OPERATING 02/07/2011 12:56:51
NAB 06/02/2007 00:00:00 OPERATING 02/07/2011 12:56:51
NAB 06/03/2007 00:00:00 OPERATING 02/07/2011 12:56:51
NAB 06/04/2007 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 06/27/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 07/10/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 07/23/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 08/05/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 05/31/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 06/01/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 06/04/2000 00:00:00 OPERATING 02/07/2011 12:56:51



NBSD 06/05/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 09/11/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 09/21/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 06/02/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 06/03/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 07/19/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 07/20/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 07/19/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 07/20/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 05/16/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 05/17/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 05/05/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 04/12/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 04/12/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 07/29/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 07/29/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 07/29/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 07/29/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 03/23/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 03/23/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 03/23/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 09/30/2012 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 03/09/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 03/10/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 03/21/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 03/22/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 01/13/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 01/14/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 01/31/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 02/01/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 02/18/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 02/19/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 03/05/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 03/06/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 04/12/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 04/03/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 04/04/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 06/23/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 06/22/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 06/26/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 07/06/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 07/05/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 07/09/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 07/19/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 07/18/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 07/22/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 08/01/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 07/31/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 08/04/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 05/21/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 05/20/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBPL 01/29/1999 00:00:00 OPERATING 02/07/2011 12:56:51



NBPL 01/21/1999 00:00:00 OPERATING 02/07/2011 12:56:51
NBPL 02/28/1999 00:00:00 OPERATING 02/07/2011 12:56:51
NBPL 02/27/1999 00:00:00 OPERATING 02/07/2011 12:56:51
NBPL 02/03/1999 00:00:00 OPERATING 02/07/2011 12:56:51
NBPL 02/04/1999 00:00:00 OPERATING 02/07/2011 12:56:51
NBPL 02/05/1999 00:00:00 OPERATING 02/07/2011 12:56:51
NBPL 02/28/1999 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 08/12/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 08/13/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 08/14/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 08/15/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 08/16/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 08/17/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 03/19/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 01/11/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 01/29/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 02/17/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 03/03/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 01/29/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 01/30/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 01/29/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 01/30/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 01/29/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 01/30/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 04/12/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 04/25/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 04/13/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 04/26/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 04/25/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 04/26/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 03/16/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 01/10/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 01/11/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 01/14/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 01/15/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 03/25/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 03/25/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 02/24/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 02/24/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 02/24/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 02/24/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 03/15/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 01/07/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 02/28/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 04/09/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 03/29/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 05/17/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 05/18/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 02/26/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 08/21/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 08/22/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 08/23/2000 00:00:00 OPERATING 02/07/2011 12:56:51



NBCNI 07/06/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 04/09/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 06/30/2010 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 06/24/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 09/06/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 06/06/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 06/07/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 04/22/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBPL 02/25/1999 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 03/23/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 02/02/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 02/20/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 06/20/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 01/31/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 05/20/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 04/24/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBPL 01/14/1999 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 03/18/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 01/10/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 01/26/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 01/28/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 02/14/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 02/16/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 03/02/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 04/11/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 04/02/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NAB 01/01/2005 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 09/13/2010 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 09/14/2010 00:00:00 OPERATING 02/07/2011 12:56:51
NBPL 01/20/1999 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 09/01/2010 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 03/25/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 03/20/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 05/09/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 05/10/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 05/13/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 05/14/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 05/09/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 05/10/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBPL 02/21/1999 00:00:00 OPERATING 02/07/2011 12:56:51
NBPL 02/22/1999 00:00:00 OPERATING 02/07/2011 12:56:51
NAB 01/01/1998 00:00:00 OPERATING 02/07/2011 12:56:51
NAB 01/01/1998 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 02/01/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 02/01/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 02/01/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 04/24/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 03/17/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 01/09/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 01/25/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 01/27/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 02/13/2000 00:00:00 OPERATING 02/07/2011 12:56:51



NBSD 02/15/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 03/01/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 09/10/2010 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 09/06/2010 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 07/18/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 07/18/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 05/28/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 06/04/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 06/06/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 08/29/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 04/22/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 04/19/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 04/12/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 04/12/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 07/28/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 07/28/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 07/28/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 07/28/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 08/17/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBPL 02/19/1999 00:00:00 OPERATING 02/07/2011 12:56:51
NBPL OPERATING 02/07/2011 12:56:51
NBSD 09/19/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 10/12/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 09/19/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 09/01/2009 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 07/21/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 07/22/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 04/12/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 04/12/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 07/30/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 07/31/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 08/08/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 08/09/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 08/15/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 08/16/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 03/24/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 03/24/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 03/24/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 05/21/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 10/06/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBPL 01/16/1999 00:00:00 OPERATING 02/07/2011 12:56:51
NAB 01/02/1998 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 07/12/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 07/13/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 07/14/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 05/06/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 05/07/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 09/02/2010 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 09/02/2010 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 02/26/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 08/30/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 08/31/2000 00:00:00 OPERATING 02/07/2011 12:56:51



NBSD 09/01/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NAB 01/09/1998 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 02/02/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 02/02/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 02/02/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 09/02/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 04/03/1994 00:00:00 DECOMMISSIONED 02/21/2013 11:20:48
NBCNI 06/09/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 06/11/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 03/15/2007 00:00:00 OPERATING 02/07/2011 12:56:51
NBPL 02/23/1999 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 01/02/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 01/03/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 01/23/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 01/24/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 01/18/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 01/19/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 06/27/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 08/31/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NAB 01/01/2010 00:00:00 OPERATING 02/07/2011 12:56:51
NBPL 06/01/2010 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 03/22/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 03/22/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 09/02/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 09/03/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 09/04/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 09/07/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 09/08/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 09/09/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NAB 01/12/1998 00:00:00 OPERATING 02/07/2011 12:56:51
NAB 01/13/1998 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 03/22/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 07/15/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 07/16/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 06/29/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 06/30/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 07/04/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 09/03/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 09/04/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 04/20/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 07/31/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 08/10/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 08/12/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 08/13/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 08/01/2010 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 04/04/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 06/30/2010 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 04/08/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 07/07/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 07/08/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 09/07/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 04/04/1994 00:00:00 OPERATING 02/07/2011 12:56:51



NBCNI 08/01/2010 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 03/14/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 03/15/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 06/20/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 06/21/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 06/22/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 06/23/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBPL 02/08/1999 00:00:00 OPERATING 02/07/2011 12:56:51
NBPL 02/09/1999 00:00:00 OPERATING 02/07/2011 12:56:51
NBPL 02/24/1999 00:00:00 OPERATING 02/07/2011 12:56:51
NBPL 03/02/1999 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 06/18/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 06/19/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 04/28/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 01/21/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 10/01/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 10/02/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 10/03/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 10/07/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 10/08/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 10/09/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NAB 01/01/1998 00:00:00 DECOMMISSIONED 11/07/2012 10:40:03
NAB 01/01/1998 00:00:00 OPERATING 02/07/2011 12:56:51
NAB 01/01/1998 00:00:00 OPERATING 02/07/2011 12:56:51
NAB 01/01/2004 00:00:00 OPERATING 02/07/2011 12:56:51
NAB 02/24/2004 00:00:00 OPERATING 02/07/2011 12:56:51
NAB 01/08/1998 00:00:00 OPERATING 02/07/2011 12:56:51
NAB 01/07/1998 00:00:00 OPERATING 02/07/2011 12:56:51
NAB 01/02/1998 00:00:00 OPERATING 02/07/2011 12:56:51
NAB 01/03/1998 00:00:00 OPERATING 02/07/2011 12:56:51
NAB 01/06/1998 00:00:00 OPERATING 02/07/2011 12:56:51
NAB 01/03/1998 00:00:00 OPERATING 02/07/2011 12:56:51
NAB 01/14/1998 00:00:00 OPERATING 02/07/2011 12:56:51
NAB 01/15/1998 00:00:00 OPERATING 02/07/2011 12:56:51
NAB 01/10/1998 00:00:00 OPERATING 02/07/2011 12:56:51
NAB 06/01/2007 00:00:00 OPERATING 02/07/2011 12:56:51
NAB 01/04/1998 00:00:00 OPERATING 02/07/2011 12:56:51
NAB 01/05/1998 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 01/04/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 01/01/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 01/08/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 01/05/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 01/12/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 01/09/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 01/16/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 01/13/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 01/25/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 01/22/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 01/20/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 01/17/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 01/27/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 02/05/1994 00:00:00 OPERATING 02/07/2011 12:56:51



NBCNI 02/04/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 02/04/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 01/28/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 01/31/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 02/04/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 01/28/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 01/31/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 02/04/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 01/28/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 02/03/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 02/03/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 02/03/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 06/25/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBPL 02/19/1999 00:00:00 OPERATING 02/07/2011 12:56:51
NBPL 02/20/1999 00:00:00 OPERATING 02/07/2011 12:56:51
NBPL 02/20/1999 00:00:00 OPERATING 02/07/2011 12:56:51
NBPL 02/26/1999 00:00:00 OPERATING 02/07/2011 12:56:51
NAB 01/11/1998 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 06/01/2012 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 06/01/2012 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 03/06/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBPL 07/01/2012 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 09/19/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 09/29/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 04/20/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NAB 01/01/1998 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 01/06/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 01/07/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 06/03/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 06/04/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 06/05/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 06/06/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 06/07/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 06/08/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 06/09/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 06/10/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 06/11/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 06/12/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBCNI 09/08/1994 00:00:00 OPERATING 03/21/2011 08:49:26
NBCNI 09/09/1994 00:00:00 OPERATING 03/21/2011 08:49:26
NBCNI 09/10/1994 00:00:00 OPERATING 03/21/2011 08:49:26
NBCNI 09/11/1994 00:00:00 OPERATING 03/21/2011 08:49:26
NBCNI 09/12/1994 00:00:00 OPERATING 03/21/2011 08:49:26
NBCNI 09/13/1994 00:00:00 OPERATING 03/21/2011 08:49:26
NBCNI 09/14/1994 00:00:00 OPERATING 03/21/2011 08:49:26
NBCNI 09/15/1994 00:00:00 OPERATING 03/21/2011 08:49:26
NBCNI 09/16/1994 00:00:00 OPERATING 03/21/2011 08:49:26
NBCNI 09/17/1994 00:00:00 OPERATING 03/21/2011 08:49:26
NBCNI 09/18/1994 00:00:00 OPERATING 03/21/2011 08:49:26
NBCNI 09/19/1994 00:00:00 OPERATING 03/21/2011 08:49:26
NBCNI 09/20/1994 00:00:00 OPERATING 03/21/2011 08:49:26
NBCNI 09/21/1994 00:00:00 OPERATING 03/21/2011 08:49:26



NBCNI 09/22/1994 00:00:00 OPERATING 03/21/2011 08:49:26
NBCNI 09/23/1994 00:00:00 OPERATING 03/21/2011 08:49:26
NBCNI 09/24/1994 00:00:00 OPERATING 03/21/2011 08:49:26
NBCNI 09/25/1994 00:00:00 OPERATING 03/21/2011 08:49:26
NBCNI 09/26/1994 00:00:00 OPERATING 03/21/2011 08:49:26
NBCNI 09/27/1994 00:00:00 OPERATING 03/21/2011 08:49:26
NBCNI 09/28/1994 00:00:00 OPERATING 03/21/2011 08:49:26
NBCNI 09/29/1994 00:00:00 OPERATING 03/21/2011 08:49:26
NBCNI 09/30/1994 00:00:00 OPERATING 03/21/2011 08:49:26
NBCNI 10/01/1994 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 06/13/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 06/14/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 06/15/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 06/16/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 06/17/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 06/18/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 06/19/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 06/20/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 06/21/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 06/22/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 06/23/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 06/24/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 06/25/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 06/26/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 06/27/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 06/28/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 06/29/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 06/30/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 08/06/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 08/07/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 08/08/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 08/09/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 08/10/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 08/11/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 08/12/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 08/13/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 08/14/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 08/15/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 08/16/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 08/17/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 08/18/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 08/19/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 08/20/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 08/21/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 08/22/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 08/23/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 08/24/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 08/25/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 08/26/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 10/27/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 10/28/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 10/29/2000 00:00:00 OPERATING 03/21/2011 08:49:26



NBSD 10/30/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 10/31/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 11/01/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 11/02/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 11/03/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 11/04/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 11/05/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 11/06/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 11/07/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 11/08/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 11/09/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 11/10/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 07/01/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 07/02/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 07/03/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 07/04/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 07/05/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 07/06/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 07/07/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 07/08/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 07/09/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 07/10/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 07/11/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 07/12/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 07/13/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 07/14/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 07/15/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 07/16/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 07/17/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 07/18/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 07/19/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 07/20/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 07/21/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 07/22/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 07/23/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 07/24/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 07/25/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 07/26/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 07/27/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 07/28/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 07/29/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 07/30/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 07/31/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 08/01/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 08/02/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 08/03/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 08/04/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 08/05/2000 00:00:00 OPERATING 03/21/2011 08:49:26

OPERATING 03/16/2011 16:59:02
NBSD 04/11/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 04/12/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 04/13/2000 00:00:00 OPERATING 03/21/2011 08:49:26



NBSD 04/14/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 04/15/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 04/16/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 04/17/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 04/18/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 04/19/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 04/20/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 04/21/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 04/22/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 04/23/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 04/24/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 04/25/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 04/26/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 04/27/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 04/28/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 04/29/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 08/27/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 08/28/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 08/29/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 08/30/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 08/31/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 09/01/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 09/02/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 09/03/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 09/04/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 09/05/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 09/06/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 09/07/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 09/08/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 09/09/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 09/10/2000 00:00:00 OPERATING 03/21/2011 08:49:26

OPERATING 03/16/2011 17:01:51
NBSD 09/11/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 09/12/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 09/13/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 09/14/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 09/15/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 09/16/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 09/17/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 09/18/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 09/19/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 09/20/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 09/21/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 09/22/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 09/23/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 09/24/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 09/25/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 09/26/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 09/27/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 09/28/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 09/29/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 09/30/2000 00:00:00 OPERATING 03/21/2011 08:49:26



NBSD 10/01/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 10/02/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 10/03/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 10/04/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 10/05/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 10/06/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 10/07/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 10/08/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 10/09/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 10/10/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 10/11/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 10/12/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 10/13/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 10/14/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 10/15/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 01/11/2011 00:00:00 OPERATING 03/14/2011 10:13:50
NBSD 01/11/2011 00:00:00 OPERATING 03/14/2011 10:13:50
NBSD 01/11/2011 00:00:00 OPERATING 03/14/2011 10:13:50
NBSD 01/11/2011 00:00:00 OPERATING 03/14/2011 10:13:50
NBPL 01/11/2011 00:00:00 OPERATING 03/14/2011 10:13:50
NBPL 01/11/2011 00:00:00 OPERATING 03/14/2011 10:13:50
NBPL 01/11/2011 00:00:00 OPERATING 03/14/2011 10:13:50
NBPL 01/11/2011 00:00:00 OPERATING 03/14/2011 10:13:50
NBPL 01/11/2011 00:00:00 OPERATING 03/14/2011 10:13:50

OPERATING 03/16/2011 16:54:42
NBSD 10/16/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 10/17/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 10/18/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 10/19/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 10/20/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 10/21/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 10/22/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 10/23/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 10/24/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 10/25/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 10/26/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NAB 01/04/1998 00:00:00 OPERATING 02/07/2011 12:56:51
NAB 01/05/1998 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 05/25/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 05/26/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBCNI 05/27/1994 00:00:00 OPERATING 02/07/2011 12:56:51
NBPL 02/13/1999 00:00:00 OPERATING 02/07/2011 12:56:51
NBPL 02/14/1999 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 09/16/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 09/17/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 09/18/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 09/26/2000 00:00:00 OPERATING 02/07/2011 12:56:51
NBSD 09/27/2000 00:00:00 OPERATING 02/07/2011 12:56:51

OPERATING 03/16/2011 16:56:49
NBSD 05/15/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 05/16/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 05/17/2000 00:00:00 OPERATING 03/21/2011 08:49:26



NBSD 05/18/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 05/19/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 05/20/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 05/21/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 05/22/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 05/23/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 05/24/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 05/25/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 05/26/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 05/27/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 05/28/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 05/29/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 05/30/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 05/31/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 06/01/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 06/02/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 04/30/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 05/01/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 05/02/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 05/03/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 05/04/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 05/05/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 05/06/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 05/07/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 05/08/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 05/09/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 05/10/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 05/11/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 05/12/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 05/13/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 05/14/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBCNI OPERATING 04/04/2011 13:28:11
NBSD OPERATING 04/04/2011 13:40:46
NBSD OPERATING 04/04/2011 13:41:36
NAB OPERATING 04/04/2011 13:52:10
NBCNI OPERATING 04/08/2011 16:47:05
NBCNI OPERATING 06/08/2011 10:19:30
NBCNI OPERATING 06/08/2011 10:23:53
NBSD OPERATING 06/08/2011 10:38:00
NBSD OPERATING 06/08/2011 10:40:24
NBSD OPERATING 07/05/2011 13:31:50
NBCNI 08/23/2011 00:00:00 OPERATING 10/04/2011 14:17:21
NBSD AS0327131587 03/13/2012 00:00:00 OPERATING 09/11/2012 11:24:46
NBSD AS033323944 02/09/2012 00:00:00 OPERATING 09/11/2012 11:34:34
NBSD 03/20/2012 00:00:00 OPERATING 09/11/2012 11:54:13
NBCNI AS0218211146 03/08/2010 00:00:00 OPERATING 09/12/2012 09:44:28
NBCNI 05/17/2012 00:00:00 OPERATING 09/12/2012 09:53:36
NBCNI 1201250134 02/27/2012 00:00:00 OPERATING 02/07/2013 10:08:08
NBSD OPERATING 04/04/2011 13:36:13
NBPL OPERATING 05/06/2011 12:33:46
NBSD 03/23/2012 00:00:00 OPERATING 09/12/2012 09:42:15
NBCNI 03/18/2011 00:00:00 OPERATING 09/12/2012 09:48:36



NBCNI 10/03/2006 00:00:00 OPERATING 09/12/2012 10:04:30
NBCNI 1212100067 01/29/2013 00:00:00 OPERATING 02/05/2013 15:15:42
NBSD 11/11/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 11/12/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 11/13/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 11/14/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 11/15/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 11/16/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 11/17/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 11/18/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 11/19/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 11/20/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 11/21/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 11/22/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 11/23/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 11/24/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 11/25/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 11/26/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 11/27/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 11/28/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 11/29/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBSD 11/30/2000 00:00:00 OPERATING 03/21/2011 08:49:26
NBPL 03/03/1999 00:00:00 OPERATING 03/21/2011 08:49:26
NBPL 03/04/1999 00:00:00 OPERATING 03/21/2011 08:49:26
NBPL 03/05/1999 00:00:00 OPERATING 03/21/2011 08:49:26
NBPL 03/06/1999 00:00:00 OPERATING 03/21/2011 08:49:26
NBPL 03/07/1999 00:00:00 OPERATING 03/21/2011 08:49:26
NBPL 03/08/1999 00:00:00 OPERATING 03/21/2011 08:49:26
NBPL 03/09/1999 00:00:00 OPERATING 03/21/2011 08:49:26
NBPL 03/10/1999 00:00:00 OPERATING 03/21/2011 08:49:26
NBPL 03/11/1999 00:00:00 OPERATING 03/21/2011 08:49:26
NBPL 03/12/1999 00:00:00 OPERATING 03/21/2011 08:49:26
NBPL 03/13/1999 00:00:00 OPERATING 03/21/2011 08:49:26
NBPL 03/14/1999 00:00:00 OPERATING 03/21/2011 08:49:26
NBPL 03/15/1999 00:00:00 OPERATING 03/21/2011 08:49:26
NBPL 03/16/1999 00:00:00 OPERATING 03/21/2011 08:49:26
NBPL 03/17/1999 00:00:00 OPERATING 03/21/2011 08:49:26
NBPL 03/18/1999 00:00:00 OPERATING 03/21/2011 08:49:26
NBPL 03/19/1999 00:00:00 OPERATING 03/21/2011 08:49:26
NBPL 03/20/1999 00:00:00 OPERATING 03/21/2011 08:49:26
NBPL 03/21/1999 00:00:00 OPERATING 03/21/2011 08:49:26
NBPL 03/22/1999 00:00:00 OPERATING 03/21/2011 08:49:26
NBPL 03/23/1999 00:00:00 OPERATING 03/21/2011 08:49:26
NBPL 03/24/1999 00:00:00 OPERATING 03/21/2011 08:49:26
NBPL 03/25/1999 00:00:00 OPERATING 03/21/2011 08:49:26
NBCNI OPERATING 04/04/2011 13:10:36
NBCNI OPERATING 04/04/2011 13:22:46
NBCNI OPERATING 04/04/2011 13:29:03
NBCNI OPERATING 04/04/2011 13:31:03
NBSD OPERATING 04/04/2011 13:38:36
NAB OPERATING 04/04/2011 16:24:47
NBPL OPERATING 05/05/2011 11:08:25



NBPL OPERATING 05/12/2011 17:22:14
NBCNI OPERATING 05/25/2011 16:26:19
NBSD AS0734210986 02/09/2012 00:00:00 OPERATING 09/11/2012 13:39:43

OPERATING 10/30/2012 11:38:24
NBCNI 121210276 01/29/2013 00:00:00 OPERATING 02/05/2013 15:19:49
NAB OPERATING 04/04/2011 16:23:30
NBPL 03/02/1999 00:00:00 OPERATING 02/22/2012 09:29:34
NBCNI AS0902210083 09/22/2009 00:00:00 DECOMMISSIONED 02/16/2013 13:23:45
NBSD 03/23/2012 00:00:00 OPERATING 09/12/2012 09:38:26
NBCNI 01/31/2012 00:00:00 OPERATING 09/12/2012 09:51:37
NBCNI 05/07/2012 00:00:00 OPERATING 09/12/2012 09:59:13
NBCNI 04/16/2010 00:00:00 OPERATING 09/12/2012 10:05:47
NBCNI JB0536021084 OPERATING 09/12/2012 10:14:08
NAB OPERATING 09/12/2012 10:15:34
NBCNI AS0902210083 09/22/2009 00:00:00 OPERATING 02/16/2013 13:26:28
NBCNI OPERATING 04/04/2011 13:12:59
NBCNI OPERATING 04/04/2011 13:27:10
NBCNI OPERATING 04/04/2011 13:30:17
NBSD OPERATING 04/04/2011 13:37:52
NBSD OPERATING 04/04/2011 13:43:51
NBPL OPERATING 06/08/2011 10:44:51
NAB OPERATING 06/08/2011 10:47:23
NBSD 04/03/2000 00:00:00 OPERATING 02/08/2012 17:30:23
NBSD AS0813225517 03/13/2012 00:00:00 OPERATING 09/11/2012 11:32:39
NBSD AS0236231438 02/09/2012 00:00:00 OPERATING 09/11/2012 14:12:31
NBCNI AS0745110594 01/25/2011 00:00:00 OPERATING 09/12/2012 09:46:24
NBCNI OPERATING 04/04/2011 13:06:19
NBCNI OPERATING 04/04/2011 13:11:07
NBCNI OPERATING 04/04/2011 13:26:04
NBSD OPERATING 04/04/2011 13:39:54
NBPL OPERATING 04/04/2011 13:44:52
NBPL OPERATING 04/04/2011 13:47:01
NBPL OPERATING 04/04/2011 13:50:57
NAB OPERATING 04/04/2011 16:21:29
NAB OPERATING 04/04/2011 16:25:31
NAB OPERATING 04/04/2011 16:26:22

OPERATING 05/06/2011 12:27:17
OPERATING 05/06/2011 12:27:44
OPERATING 06/17/2011 13:17:18

NBSD 03/22/2012 00:00:00 OPERATING 09/11/2012 13:43:22
NBSD AS0139130938 02/09/2012 00:00:00 OPERATING 09/11/2012 14:43:55
NBSD AS0517230367 02/10/2012 00:00:00 OPERATING 09/12/2012 09:40:49
NBCNI 05/04/2012 00:00:00 OPERATING 09/12/2012 09:57:56
NBCNI 04/16/2010 00:00:00 OPERATING 09/12/2012 10:02:44
NBSD 1112151067 02/27/2012 00:00:00 OPERATING 02/07/2013 10:10:28
NBCNI OPERATING 04/04/2011 13:20:51
NBCNI OPERATING 05/12/2011 17:21:47
NBCNI OPERATING 06/17/2011 13:20:37
NBCNI 05/08/2012 00:00:00 OPERATING 09/12/2012 10:00:29
NBPL OPERATING 09/12/2012 10:30:08
NBSD OPERATING 09/12/2012 10:31:32
NBCNI 17443 10/03/2012 00:00:00 OPERATING 10/03/2012 15:16:38



NBCNI 1503848 OPERATING 01/22/2014 16:07:29
NAB 1333081 OPERATING 01/22/2014 16:07:57
NBSD 1453511 OPERATING 01/22/2014 16:09:48
NBPL 1478893 OPERATING 01/22/2014 16:10:23



ROUTE DESCRIPTION ASSETNUM
NIPC6M North Island Centrifugal Pump 6 Month Service NLS1340PCA
NIPC6M North Island Centrifugal Pump 6 Month Service NLS795PCA
NIPC6M North Island Centrifugal Pump 6 Month Service NLS795PCB
NIPC6M North Island Centrifugal Pump 6 Month Service NTPBTP
NIPC6M North Island Centrifugal Pump 6 Month Service NTP4BPCA
NIPC6M North Island Centrifugal Pump 6 Month Service NTP4BPC
NIPC6M North Island Centrifugal Pump 6 Month Service NTP34PCA
NIPC6M North Island Centrifugal Pump 6 Month Service NTP34PCB
NIPC6M North Island Centrifugal Pump 6 Month Service NLS1340PCB
NIPC6M North Island Centrifugal Pump 6 Month Service NTP24BIAPCA
NIPC6M North Island Centrifugal Pump 6 Month Service NTP24BIAPCB
NIPC6M North Island Centrifugal Pump 6 Month Service NTP1ABPCA
NIPC6M North Island Centrifugal Pump 6 Month Service NTP1ABPCB
NIPC6M North Island Centrifugal Pump 6 Month Service NTP5ABPCA
NIPC6M North Island Centrifugal Pump 6 Month Service NTP5ABPCB
NIPC6M North Island Centrifugal Pump 6 Month Service NTP6ABPCA
NIPC6M North Island Centrifugal Pump 6 Month Service NTP6ABPCB
NIPC6M North Island Centrifugal Pump 6 Month Service NLS1341PCA
NIPC6M North Island Centrifugal Pump 6 Month Service NTP8PCA
NIPC6M North Island Centrifugal Pump 6 Month Service NTP8PCB
NIPC6M North Island Centrifugal Pump 6 Month Service NLS1341PCB
NIPC6M North Island Centrifugal Pump 6 Month Service NLS1342PCA
NIPC6M North Island Centrifugal Pump 6 Month Service NLS1342PCB
NIPC6M North Island Centrifugal Pump 6 Month Service NLS1346PCA
NIPC6M North Island Centrifugal Pump 6 Month Service NLS1346PCB
NIPC6M North Island Centrifugal Pump 6 Month Service NLS796PCA
NIPD6M North Island Positive Displacement Pump 6 Month Service NTPOWPD35A
NIPD6M North Island Positive Displacement Pump 6 Month Service NTPOWPD35B
NIPD6M North Island Positive Displacement Pump 6 Month Service NTP31PDA
NIPD6M North Island Positive Displacement Pump 6 Month Service NTP31PDB
NIPD6M North Island Positive Displacement Pump 6 Month Service NTP32PDA
NIPD6M North Island Positive Displacement Pump 6 Month Service NTP32PDB
NIPD6M North Island Positive Displacement Pump 6 Month Service NTP33PDA
NIPD6M North Island Positive Displacement Pump 6 Month Service NTP33PDB
NIPD6M North Island Positive Displacement Pump 6 Month Service NTP37PD
NIPRD6M North Island Predictive Maintenance 6 Month Service NTPBTP
NIPRD6M North Island Predictive Maintenance 6 Month Service NTP24ADAPVPA
NIPRD6M North Island Predictive Maintenance 6 Month Service NTP24ADAPVPB
NIPRD6M North Island Predictive Maintenance 6 Month Service NTP24BIAPCA
NIPRD6M North Island Predictive Maintenance 6 Month Service NTP24BIAPCB
NIPRD6M North Island Predictive Maintenance 6 Month Service NTP1ABPCA
NIPRD6M North Island Predictive Maintenance 6 Month Service NTP1ABPCB
NIPRD6M North Island Predictive Maintenance 6 Month Service NTP24ADARK
NIPRD6M North Island Predictive Maintenance 6 Month Service NTP24ADAMXA
NIPRD6M North Island Predictive Maintenance 6 Month Service NTP24ADAMXB
NIPRD6M North Island Predictive Maintenance 6 Month Service NTP34MX
NIPRD6M North Island Predictive Maintenance 6 Month Service NTP304MX
NIPRD6M North Island Predictive Maintenance 6 Month Service NTP31PDA
NIPRD6M North Island Predictive Maintenance 6 Month Service NTP31PDB
NISE1M North Island Safety Equipment Monthly NTPEBA
NISE1M North Island Safety Equipment Monthly NTPTPA
NISE1M North Island Safety Equipment Monthly NTPSCBAB
NISE1M North Island Safety Equipment Monthly NTPSCBAA
NISE1Y North Island Safety Equipment Annual NTPAMC



NISE1Y North Island Safety Equipment Annual NTPAMD
NISE1Y North Island Safety Equipment Annual NTPSCBAA
NISE1Y North Island Safety Equipment Annual NTPSCBAB
NPMX6M Naval Base Point Loma Mixer 6 Month Service PTPPOMX
NPMX6M Naval Base Point Loma Mixer 6 Month Service PTP203MXA
NPMX6M Naval Base Point Loma Mixer 6 Month Service PTP203MXB
NPPC6M Naval Base Point Loma Centrifugal Pump 6 Month Service PTP204IAPCA
NPPC6M Naval Base Point Loma Centrifugal Pump 6 Month Service PTP204IAPCB
NPPD6M Naval Base Point Lomas Positive Displacement Pump 6 Month Service PTP203OSPDA
NPPD6M Naval Base Point Lomas Positive Displacement Pump 6 Month Service PTP203OSPDB
NPPRD6M Naval Base Point Loma Predictive Maintenance 6 Month Service PTP203OSPDA
NPPRD6M Naval Base Point Loma Predictive Maintenance 6 Month Service PTP203OSPDB
ISCR37 Instrument certifications week 37 SPS2SPHL
ISCR37 Instrument certifications week 37 SPS2SCPHL
ISCR37 Instrument certifications week 37 SPS13WWLI
ISCR37 Instrument certifications week 37 SPS13WWHH
ISCR37 Instrument certifications week 37 SPS13SCPHL
ISCR37 Instrument certifications week 37 SPS13SPHL
ISCR37 Instrument certifications week 37 SPS9WWLI
ISCR37 Instrument certifications week 37 SPS9WWHH
ISCR37 Instrument certifications week 37 SPS2WWLI
ISCR37 Instrument certifications week 37 SPS4SPHL
ISCR37 Instrument certifications week 37 SPS4WWALI
ISCR37 Instrument certifications week 37 SPS4WWBLI
ISCR37 Instrument certifications week 37 SPS7SPHL
ISCR37 Instrument certifications week 37 SPS7WWAHH
ISCR37 Instrument certifications week 37 SPS7WWALI
ISCR37 Instrument certifications week 37 SPS7WWBHH
ISCR37 Instrument certifications week 37 SPS7WWBLI
ISCR37 Instrument certifications week 37 SPS9SPHL
ISCR37 Instrument certifications week 37 SPS9SCPHL
ISCR46 Instrument certifications week 46 NPS1352LI
ISCR46 Instrument certifications week 46 NTPWW4SPHL
ISCR46 Instrument certifications week 46 NTPWW3SPHL
ISCR46 Instrument certifications week 46 NTPWW2SPHL
ISCR46 Instrument certifications week 46 NTPWW1SPHL
ISCR46 Instrument certifications week 46 NPS1352HH
LDCR07 Leak Detection week 07 NPS1351LDC
LDCR07 Leak Detection week 07 NPS1351LDD
LDCR17 Leak Detection week 17 NPS1351LDB
LDCR17 Leak Detection week 17 NPS1352LDB
LDCR17 Leak Detection week 17 NTPGIWLD
LDCR17 Leak Detection week 17 NTPOWLD
LDCR17 Leak Detection week 17 AOSPILD
LDCR26 Leak Detection week 26 NPS1351LDA
LDCR26 Leak Detection week 26 NPS1352LDA
LDCR26 Leak Detection week 26 NPSKLD
LDCR26 Leak Detection week 26 PPS2LD
LDCR26 Leak Detection week 26 PPS3LD
LDCR48 Leak Detection week 48 SPS7LD
LDCR48 Leak Detection week 48 SPS13LD
NAPD6M NAB Positive Displacement Pump 6 Month Service AOSP3PDA
NAPD6M NAB Positive Displacement Pump 6 Month Service AOSP3PDB
NAPD6M NAB Positive Displacement Pump 6 Month Service AOSP8PDA
NAPD6M NAB Positive Displacement Pump 6 Month Service AOSP8PDB



NAPD6M NAB Positive Displacement Pump 6 Month Service AOSP13PDA
NAPD6M NAB Positive Displacement Pump 6 Month Service AOSP13PDB
NAPD6M NAB Positive Displacement Pump 6 Month Service AOSP21PDA
NAPD6M NAB Positive Displacement Pump 6 Month Service AOSP21PDB
NAPD6M NAB Positive Displacement Pump 6 Month Service AOSP21PDC
NAPD6M NAB Positive Displacement Pump 6 Month Service AOSP21PDD
NBCC365D Naval Base San Diego Carbon Change Out 365 Days SPS4CP
NBCC365D Naval Base San Diego Carbon Change Out 365 Days SPS7CP
NBCC365D Naval Base San Diego Carbon Change Out 365 Days SPS13CP
NBCC365D Naval Base San Diego Carbon Change Out 365 Days STP301CP
NBCC365D Naval Base San Diego Carbon Change Out 365 Days STP304CP
NBCC5Y Naval Base San Diego Carbon Change Out 5 Years SPS9CP
NBCC5Y Naval Base San Diego Carbon Change Out 5 Years STP403CP
NBCC5Y Naval Base San Diego Carbon Change Out 5 Years STP101CP
NBCC5Y Naval Base San Diego Carbon Change Out 5 Years STP900CP
NBCC5Y Naval Base San Diego Carbon Change Out 5 Years STP302CP
NBCC5Y Naval Base San Diego Carbon Change Out 5 Years SPS2CP
NBCC5Y Naval Base San Diego Carbon Change Out 5 Years STP402CP
NBCC5Y Naval Base San Diego Carbon Change Out 5 Years STP303CP
NBCC70H Naval Base San Diego Carbon Change Out 70 Hours STP201CA
NBCC70H Naval Base San Diego Carbon Change Out 70 Hours STP101CA
NBCC70H Naval Base San Diego Carbon Change Out 70 Hours STP203CA
NBCC70H Naval Base San Diego Carbon Change Out 70 Hours STP204CA
NBCC70H Naval Base San Diego Carbon Change Out 70 Hours STP202CA
NBCC70H Naval Base San Diego Carbon Change Out 70 Hours SPS2CA
NBCC70H Naval Base San Diego Carbon Change Out 70 Hours SPS4CA
NBCC70H Naval Base San Diego Carbon Change Out 70 Hours SPS7CA
NBCC70H Naval Base San Diego Carbon Change Out 70 Hours SPS9CA
NBCC70H Naval Base San Diego Carbon Change Out 70 Hours SPS13CA
NBCC90D Naval Base San Diego Carbon Change Out 90 Days STP204CP
NBCC90D Naval Base San Diego Carbon Change Out 90 Days STP203CP
NBCC90D Naval Base San Diego Carbon Change Out 90 Days STP202CP
NBCC90D Naval Base San Diego Carbon Change Out 90 Days STP201CP
NBCC90D Naval Base San Diego Carbon Change Out 90 Days STP101CP
NBCO6M Naval Base San Diego Coalescer Pack Cleaning STP501OSCO
NBCO6M Naval Base San Diego Coalescer Pack Cleaning STP502OSCO
NBCO6M Naval Base San Diego Coalescer Pack Cleaning STP501IACO
NBCO6M Naval Base San Diego Coalescer Pack Cleaning STP502IACO
NBIWSKR NBCNI SPILL KIT ROUTE NTPRLSK
NBIWSKR NBCNI SPILL KIT ROUTE NTPOWSK
NBMX6M Naval Base San Diego Mixer 6 Month Service STP204RK
NBMX6M Naval Base San Diego Mixer 6 Month Service STP203RK
NBMX6M Naval Base San Diego Mixer 6 Month Service STP202RK
NBMX6M Naval Base San Diego Mixer 6 Month Service STP201RK
NBMX6M Naval Base San Diego Mixer 6 Month Service STP403MX
NBMX6M Naval Base San Diego Mixer 6 Month Service STP402MX
NBPD6M Naval Base San Diego Positive Displacement Pump 6 Month Service STP300PDA
NBPD6M Naval Base San Diego Positive Displacement Pump 6 Month Service STP300PDB
NBPD6M Naval Base San Diego Positive Displacement Pump 6 Month Service STP900PDA
NBPD6M Naval Base San Diego Positive Displacement Pump 6 Month Service STP900PDB
NBPD6M Naval Base San Diego Positive Displacement Pump 6 Month Service STP301PDA
NBPD6M Naval Base San Diego Positive Displacement Pump 6 Month Service STP301PDB
NBPD6M Naval Base San Diego Positive Displacement Pump 6 Month Service STP201PD
NBPD6M Naval Base San Diego Positive Displacement Pump 6 Month Service STP202PD
NBPD6M Naval Base San Diego Positive Displacement Pump 6 Month Service STP203PD



NBPD6M Naval Base San Diego Positive Displacement Pump 6 Month Service STP204PD
NBPD6M Naval Base San Diego Positive Displacement Pump 6 Month Service STP501OSPD
NBPD6M Naval Base San Diego Positive Displacement Pump 6 Month Service STP502OSPD
NBPD6M Naval Base San Diego Positive Displacement Pump 6 Month Service STP502OSPDA
NBPRD6M Naval Base San Diego Positive Predictive 6 Month Service STP502OSPD
NBPRD6M Naval Base San Diego Positive Predictive 6 Month Service STP501IAPCA
NBPRD6M Naval Base San Diego Positive Predictive 6 Month Service STP501IAPCB
NBPRD6M Naval Base San Diego Positive Predictive 6 Month Service STP502IAPCA
NBPRD6M Naval Base San Diego Positive Predictive 6 Month Service STP502IAPCB
NBPRD6M Naval Base San Diego Positive Predictive 6 Month Service STP501OSPD
NBPRD6M Naval Base San Diego Positive Predictive 6 Month Service STP502OSMXB
NBPRD6M Naval Base San Diego Positive Predictive 6 Month Service STP502OSMXA
NBPRD6M Naval Base San Diego Positive Predictive 6 Month Service STP501OSMXA
NBPRD6M Naval Base San Diego Positive Predictive 6 Month Service STP501OSMXB
NBSE1M Naval Base San Diego Saftey Equipment Monthly STPSBA
NBSE1M Naval Base San Diego Saftey Equipment Monthly STPSBB
NBSE1M Naval Base San Diego Saftey Equipment Monthly STPTPA
NBSE1M Naval Base San Diego Saftey Equipment Monthly STPEBA
NBSE1Y Naval Base San Diego Safety Equipment Semi Annual STPWNA
NBSE1Y Naval Base San Diego Safety Equipment Semi Annual STPDVA
NBSE1Y Naval Base San Diego Safety Equipment Semi Annual STPHAA
NICC168H North Island Carbon Change Out 168 Hours NTP34CA
NICC168H North Island Carbon Change Out 168 Hours NTP7CA
NICC168H North Island Carbon Change Out 168 Hours NTP1BCA
NICC168H North Island Carbon Change Out 168 Hours NTP1ACA
NICC168H North Island Carbon Change Out 168 Hours NTP23AOSCA
NICC168H North Island Carbon Change Out 168 Hours NTP4ACA
NICC168H North Island Carbon Change Out 168 Hours NTP4BCA
NICO6M Naval Base Coronado Coalescer Pack Cleaning NTP23AOSCO
NICO6M Naval Base Coronado Coalescer Pack Cleaning NTP23BOSCO
NICO6M Naval Base Coronado Coalescer Pack Cleaning NTP24BIACO
NIMX6M North Island Mixer 6 Month Service NTP24ADARK
NIMX6M North Island Mixer 6 Month Service NLS795CM
NIMX6M North Island Mixer 6 Month Service NTP24ADAMXA
NIMX6M North Island Mixer 6 Month Service NTP23BOSMXA
NIMX6M North Island Mixer 6 Month Service NTP23BOSMXB
NIMX6M North Island Mixer 6 Month Service NTP5AMX
NIMX6M North Island Mixer 6 Month Service NTP5BMX
NIMX6M North Island Mixer 6 Month Service NTP6AMX
NIMX6M North Island Mixer 6 Month Service NTP6BMX
NIMX6M North Island Mixer 6 Month Service NTP7RK
NIMX6M North Island Mixer 6 Month Service NTP34MX
NPPRD6M Naval Base Point Loma Predictive Maintenance 6 Month Service PTP204IAPCA
NPPRD6M Naval Base Point Loma Predictive Maintenance 6 Month Service PTP204IAPCB
NSPC6M Naval Base San Diego Centrifugal Pump 6 Month Service SPS2PCA
NSPC6M Naval Base San Diego Centrifugal Pump 6 Month Service SPS7PCD
NSPC6M Naval Base San Diego Centrifugal Pump 6 Month Service SPS9PCA
NSPC6M Naval Base San Diego Centrifugal Pump 6 Month Service SPS9PCB
NSPC6M Naval Base San Diego Centrifugal Pump 6 Month Service SPS13PCA
NSPC6M Naval Base San Diego Centrifugal Pump 6 Month Service SPS13PCB
NSPC6M Naval Base San Diego Centrifugal Pump 6 Month Service SPS13PCC
NSPC6M Naval Base San Diego Centrifugal Pump 6 Month Service STP101PCA
NSPC6M Naval Base San Diego Centrifugal Pump 6 Month Service STP101PCB
NSPC6M Naval Base San Diego Centrifugal Pump 6 Month Service STP101PCC
NSPC6M Naval Base San Diego Centrifugal Pump 6 Month Service SPS2PCB



NSPC6M Naval Base San Diego Centrifugal Pump 6 Month Service STP1001PCA
NSPC6M Naval Base San Diego Centrifugal Pump 6 Month Service STP1001PCB
NSPC6M Naval Base San Diego Centrifugal Pump 6 Month Service STP401PCA
NSPC6M Naval Base San Diego Centrifugal Pump 6 Month Service STP401PCB
NSPC6M Naval Base San Diego Centrifugal Pump 6 Month Service STP501IAPCA
NSPC6M Naval Base San Diego Centrifugal Pump 6 Month Service STP501IAPCB
NSPC6M Naval Base San Diego Centrifugal Pump 6 Month Service STP501IAPCC
NSPC6M Naval Base San Diego Centrifugal Pump 6 Month Service SPS13PCD
NSPC6M Naval Base San Diego Centrifugal Pump 6 Month Service STP502IAPCA
NSPC6M Naval Base San Diego Centrifugal Pump 6 Month Service STP502IAPCB
NSPC6M Naval Base San Diego Centrifugal Pump 6 Month Service STP502IAPCC
NSPC6M Naval Base San Diego Centrifugal Pump 6 Month Service SPS4PCA
NSPC6M Naval Base San Diego Centrifugal Pump 6 Month Service SPS4PCB
NSPC6M Naval Base San Diego Centrifugal Pump 6 Month Service SPS4PCC
NSPC6M Naval Base San Diego Centrifugal Pump 6 Month Service SPS4PCD
NSPC6M Naval Base San Diego Centrifugal Pump 6 Month Service SPS7PCA
NSPC6M Naval Base San Diego Centrifugal Pump 6 Month Service SPS7PCB
NSPC6M Naval Base San Diego Centrifugal Pump 6 Month Service SPS7PCC
NTPACFR NBCNI Active Carbon Fan Run NTP1ACA
NTPACFR NBCNI Active Carbon Fan Run NTP1BCA
NTPACFR NBCNI Active Carbon Fan Run NTP34CA
NTPACFR NBCNI Active Carbon Fan Run NTP4ACA
NTPACFR NBCNI Active Carbon Fan Run NTP4BCA
NTPACFR NBCNI Active Carbon Fan Run NTP7CA
SBBWSKR NBSD BOWTS SPILL KIT ROUTE STPPSSK
SBBWSKR NBSD BOWTS SPILL KIT ROUTE STPBFSK
TKIN01 Tank inspections month 01 NTP4ATK
TKIN01 Tank inspections month 01 SPS2WW
TKIN01 Tank inspections month 01 SPS7WWA
TKIN01 Tank inspections month 01 SPS7WWB
TKIN01 Tank inspections month 01 SPS9WW
TKIN01 Tank inspections month 01 SPS13WW
TKIN01 Tank inspections month 01 STP301TK
TKIN01 Tank inspections month 01 STP302TK
TKIN01 Tank inspections month 01 STP303TK
TKIN01 Tank inspections month 01 STP402TK
TKIN02 Tank inspections month 02 NTP8TK
TKIN02 Tank inspections month 02 STP304TK
TKIN02 Tank inspections month 02 STP403TK
TKIN03 Tank inspections month 03 NTP23AOSTK
TKIN03 Tank inspections month 03 NTP24ADATK
TKIN03 Tank inspections month 03 NTP25ATK
TKIN03 Tank inspections month 03 NTP7TK
TKIN03 Tank inspections month 03 STPV101TK
TKIN03 Tank inspections month 03 STPV102TK
TKIN03 Tank inspections month 03 STP901TK
TKIN03 Tank inspections month 03 STP902TK
TKIN03 Tank inspections month 03 STP903TK
TKIN03 Tank inspections month 03 STP904TK
TKIN03 Tank inspections month 03 STP905TK
TKIN03 Tank inspections month 03 STP502OSTK
TKIN03 Tank inspections month 03 STP502IATK
TKIN05 Tank inspections month 05 NTP801TK
TKIN05 Tank inspections month 05 NTP10ATK
TKIN05 Tank inspections month 05 NTP10BTK



TKIN05 Tank inspections month 05 NTP10CTK
TKIN05 Tank inspections month 05 NTP1PV
TKIN05 Tank inspections month 05 NTP2PV
TKIN05 Tank inspections month 05 NTP3PV
TKIN05 Tank inspections month 05 NTP4PV
TKIN05 Tank inspections month 05 NTP34TK
TKIN05 Tank inspections month 05 NTP304TK
TKIN06 Tank inspections month 06 POS21TK
TKIN06 Tank inspections month 06 POS31TK
TKIN06 Tank inspections month 06 PTP201TK
TKIN06 Tank inspections month 06 PTP202TK
TKIN06 Tank inspections month 06 PTP203OSTK
TKIN06 Tank inspections month 06 PTP204IATK
TKIN06 Tank inspections month 06 PTP301TK
TKIN06 Tank inspections month 06 PTP401TK
TKIN06 Tank inspections month 06 PTP402TK
TKIN06 Tank inspections month 06 NPS1352TK
TKIN06 Tank inspections month 06 NTP4BTK
TKIN06 Tank inspections month 06 STP1001TK
TKIN06 Tank inspections month 06 STP203TK
TKIN06 Tank inspections month 06 STP204TK
TKIN08 Tank inspections month 08 NPS1351TK
TKIN08 Tank inspections month 08 NPSKTK
TKIN08 Tank inspections month 08 NTP36TK
TKIN08 Tank inspections month 08 NTP27TK
TKIN08 Tank inspections month 08 NTP26TK
TKIN08 Tank inspections month 08 NTP23BOSTK
TKIN08 Tank inspections month 08 NTP24BIATK
TKIN08 Tank inspections month 08 NTP25BTK
TKIN08 Tank inspections month 08 NTP1ATK
TKIN08 Tank inspections month 08 NTP5ATK
TKIN08 Tank inspections month 08 NTP6ATK
TKIN08 Tank inspections month 08 STP201TK
TKIN08 Tank inspections month 08 STP202TK
TKIN10 Tank inspections month 10 NTP1093TK
TKIN10 Tank inspections month 10 NTP1094TK
TKIN10 Tank inspections month 10 NTP5BTK
TKIN10 Tank inspections month 10 NTP6BTK
TKIN11 Tank inspections month 11 SPS4WWA
TKIN11 Tank inspections month 11 SPS4WWB
TKIN11 Tank inspections month 11 STP101TK
TKIN11 Tank inspections month 11 STP501OSTK
TKIN11 Tank inspections month 11 STP501IATK
TKIN12 Tank inspections month 12 AOS346TK
TKIN12 Tank inspections month 12 ATP101TK
TKIN12 Tank inspections month 12 ATP102OSTK
TKIN12 Tank inspections month 12 ATP103TK
TKIN12 Tank inspections month 12 ATP104TK
TKIN12 Tank inspections month 12 NTP1092TK
TRSRVR01 TRUCK SERVICE ROUTE-NBCNI NTPFT
TRSRVR01 TRUCK SERVICE ROUTE-NBCNI NTPFEN
TRSRVR01 TRUCK SERVICE ROUTE-NBCNI NTPFEO
TRSRVR01 TRUCK SERVICE ROUTE-NBCNI NTPFEP
TRSRVR01 TRUCK SERVICE ROUTE-NBCNI NTPFEQ
TRSRVR02 VEHICHLE SERVICE ROUTE-NBSD STPFER



TRSRVR02 VEHICHLE SERVICE ROUTE-NBSD STPFES
TRSRVR02 VEHICHLE SERVICE ROUTE-NBSD STPFET
TRSRVR02 VEHICHLE SERVICE ROUTE-NBSD STPFEU
TRSRVR02 VEHICHLE SERVICE ROUTE-NBSD STPFT
TRSRVR02 VEHICHLE SERVICE ROUTE-NBSD NTPFEN
TRSRVR02 VEHICHLE SERVICE ROUTE-NBSD NTPFEO
TRSRVR02 VEHICHLE SERVICE ROUTE-NBSD NTPFEP
TRSRVR02 VEHICHLE SERVICE ROUTE-NBSD NTPFEQ
TRSRVR02 VEHICHLE SERVICE ROUTE-NBSD NTPFT
UPSIN UPS Inspection APLCUPS
UPSIN UPS Inspection N788MUPS
UPSIN UPS Inspection N788SCADAUPS
UPSIN UPS Inspection NOWTPPLCUPS
UPSIN UPS Inspection NPS1351UPS
UPSIN UPS Inspection NPS1352UPS
UPSIN UPS Inspection NPS795UPS
UPSIN UPS Inspection NPS796UPS
UPSIN UPS Inspection NPSKUPS
UPSIN UPS Inspection NTPBTFUPS
UPSIN UPS Inspection PPLCUPS
UPSIN UPS Inspection S3588PLCUPS
UPSIN UPS Inspection S3588SCADUPS
UPSIN UPS Inspection SPS13HUPS
UPSIN UPS Inspection SPS13PLCUPS
UPSIN UPS Inspection SPS2HUPS
UPSIN UPS Inspection SPS2PLCUPS
UPSIN UPS Inspection SPS4HUPS
UPSIN UPS Inspection SPS4PLCUPS
UPSIN UPS Inspection SPS7HUPS
UPSIN UPS Inspection SPS7PLCUPS
UPSIN UPS Inspection SPS9HUPS
UPSIN UPS Inspection SPS9PLCUPS
ACSR180D Air Compressor Service at All Bases Semi Annually ATP103AC
ACSR180D Air Compressor Service at All Bases Semi Annually NTPAC
ACSR180D Air Compressor Service at All Bases Semi Annually NPS1351AC
ACSR180D Air Compressor Service at All Bases Semi Annually NPS1352AC
ACSR180D Air Compressor Service at All Bases Semi Annually NTPWLAC
ACSR180D Air Compressor Service at All Bases Semi Annually STPTRAC
ACSR180D Air Compressor Service at All Bases Semi Annually STPACA
ACSR180D Air Compressor Service at All Bases Semi Annually STPACB
ACSR180D Air Compressor Service at All Bases Semi Annually STPACC
ACSR180D Air Compressor Service at All Bases Semi Annually PTPAC
ACSR180D Air Compressor Service at All Bases Semi Annually PTPTRAC
ANIN03 Anode inspections week 03 ATP101AN
ANIN03 Anode inspections week 03 ATP102OSAN
ANIN09 Anode inspections week 09 SPS9WWAN
ANIN09 Anode inspections week 09 PTP203OSAN
ANIN13 Anode inspections week 13 NTP23BOSAN
ANIN13 Anode inspections week 13 SPS2WWAN
ANIN13 Anode inspections week 13 SPS13WWAN
ANIN21 Anode inspections week 21 STP501OSAN
ANIN21 Anode inspections week 21 STP502OSAN
ANIN32 Anode inspections week 32 STP202AN
ANIN32 Anode inspections week 32 STP204AN
ANIN35 Anode inspections week 35 SPS4WWAAN



ANIN35 Anode inspections week 35 SPS4WWBAN
ANIN39 Anode inspections week 39 NTP24ADAAN
ANIN40 Anode inspections week 40 PTP201AN
ANIN40 Anode inspections week 40 PTP202AN
ER1234 Ethan Route ER5834
ER1234 Ethan Route ER4957
FTINSP Fork Truck Inspection NTPFT
FTINSP Fork Truck Inspection STPFT
GNCY1M Generator Monthly Cycle SPS4GN
GNCY1M Generator Monthly Cycle SPS7GN
GNCY1M Generator Monthly Cycle SPS13GN
GNCY1M Generator Monthly Cycle STP3588GN
GNCY1M Generator Monthly Cycle NLS796GN
GNCY1M Generator Monthly Cycle NLS795GN
GNSR25 Generator Service Week 25 SPS4GN
GNSR25 Generator Service Week 25 SPS7GN
GNSR25 Generator Service Week 25 SPS13GN
GNSR25 Generator Service Week 25 STP3588GN
GNSR25 Generator Service Week 25 NLS796GN
GNSR25 Generator Service Week 25 NLS795GN
ISCR01 Instrument certifications week 01 NTP1ABSPBHL
ISCR01 Instrument certifications week 01 NTP4ABSPAHL
ISCR01 Instrument certifications week 01 NTPWW1095HL
ISCR01 Instrument certifications week 01 NTP38PHL
ISCR01 Instrument certifications week 01 NTPBTLI
ISCR01 Instrument certifications week 01 NLS795LI
ISCR01 Instrument certifications week 01 NLS796LI
ISCR01 Instrument certifications week 01 NLS1346LI
ISCR01 Instrument certifications week 01 NLS1342LI
ISCR01 Instrument certifications week 01 NLS1341LI
ISCR01 Instrument certifications week 01 NLS1340LI
ISCR01 Instrument certifications week 01 NTP23BOSLI
ISCR01 Instrument certifications week 01 NTP24BIALI
ISCR01 Instrument certifications week 01 NTP1ABSPAHL
ISCR01 Instrument certifications week 01 NTP4ABSPBHL
ISCR03 Instrument certifications week 03 NTP6BLI
ISCR03 Instrument certifications week 03 NTP6ALI
ISCR03 Instrument certifications week 03 NTP5BLI
ISCR03 Instrument certifications week 03 NTP5ALI
ISCR03 Instrument certifications week 03 NTP801LI
ISCR03 Instrument certifications week 03 NTP1094HH
ISCR03 Instrument certifications week 03 NTP1094LI
ISCR03 Instrument certifications week 03 NTP1093HH
ISCR03 Instrument certifications week 03 NTP1093LI
ISCR03 Instrument certifications week 03 NTP1092HH
ISCR03 Instrument certifications week 03 NTP1092LI
ISCR03 Instrument certifications week 03 NTP304HH
ISCR04 Instrument certifications week 04 STP301LI
ISCR04 Instrument certifications week 04 STP302LI
ISCR04 Instrument certifications week 04 STP304LI
ISCR04 Instrument certifications week 04 STP402LI
ISCR04 Instrument certifications week 04 STP403LI
ISCR04 Instrument certifications week 04 STP201LI
ISCR04 Instrument certifications week 04 STP502IALI
ISCR04 Instrument certifications week 04 STP203LI



ISCR04 Instrument certifications week 04 STP204LI
ISCR04 Instrument certifications week 04 STP501OSLI
ISCR04 Instrument certifications week 04 STP502OSLI
ISCR04 Instrument certifications week 04 STP501IAHL
ISCR04 Instrument certifications week 04 STP202LI
ISCR06 Instrument certifications week 06 NPS1351LI
ISCR06 Instrument certifications week 06 NPS1351HH
ISCR09 Instrument certifications week 09 STP101SCPHL
ISCR09 Instrument certifications week 09 STP101LI
ISCR09 Instrument certifications week 09 STP1001SCPHL
ISCR09 Instrument certifications week 09 STP1001LI
ISCR09 Instrument certifications week 09 STP901HL
ISCR09 Instrument certifications week 09 STP901HH
ISCR09 Instrument certifications week 09 STP905HH
ISCR09 Instrument certifications week 09 STP902HH
ISCR09 Instrument certifications week 09 STP903HL
ISCR09 Instrument certifications week 09 STP903HH
ISCR09 Instrument certifications week 09 STP904HL
ISCR09 Instrument certifications week 09 STP904HH
ISCR09 Instrument certifications week 09 STP905HL
ISCR09 Instrument certifications week 09 STP902HL
ISCR11 Instrument certifications week 11 NTP4ALI
ISCR11 Instrument certifications week 11 NTP4BLI
ISCR11 Instrument certifications week 11 NTP36LI
ISCR11 Instrument certifications week 11 NTP1BLI
ISCR11 Instrument certifications week 11 NTP34LI
ISCR11 Instrument certifications week 11 NPSKLI
ISCR11 Instrument certifications week 11 NPSKHH
ISCR11 Instrument certifications week 11 NPSKLLD
ISCR11 Instrument certifications week 11 NTP1ALI
ISCR14 Instrument certifications week 14 NTP27LI
ISCR14 Instrument certifications week 14 NTP26LI
ISCR14 Instrument certifications week 14 NTPACIDLI
ISCR14 Instrument certifications week 14 NTPBASELI
ISCR19 Instrument certifications week 19 NTP1BLI
ISCR19 Instrument certifications week 19 NTP34LI
ISCR19 Instrument certifications week 19 NPSKLI
ISCR19 Instrument certifications week 19 NPSKHH
ISCR19 Instrument certifications week 19 NTP4ALI
ISCR19 Instrument certifications week 19 NTP4BLI
ISCR19 Instrument certifications week 19 NTP36LI
ISCR20 Instrument certifications week 20 NTP8LI
ISCR20 Instrument certifications week 20 NTP25ALI
ISCR20 Instrument certifications week 20 NTP25AHH
ISCR24 Instrument certifications week 24 PPS2SPHL
ISCR24 Instrument certifications week 24 POS21MHHHB
ISCR24 Instrument certifications week 24 PPS3SPHL
ISCR24 Instrument certifications week 24 POS31LI
ISCR24 Instrument certifications week 24 POS31HH
ISCR24 Instrument certifications week 24 POS31MHHH
ISCR24 Instrument certifications week 24 PTP201LI
ISCR24 Instrument certifications week 24 PTP202LI
ISCR24 Instrument certifications week 24 PTP201HH
ISCR24 Instrument certifications week 24 PTP202HH
ISCR24 Instrument certifications week 24 PTP203OSLI



ISCR24 Instrument certifications week 24 POS21LI
ISCR24 Instrument certifications week 24 PTP204IALI
ISCR24 Instrument certifications week 24 POS21MHHHA
ISCR24 Instrument certifications week 24 POS21HH
ISCR27 Instrument certifications week 27 ATP102SPHL
ISCR27 Instrument certifications week 27 ATP101SPHL
ISCR27 Instrument certifications week 27 ATP101HH
ISCR27 Instrument certifications week 27 ATP101LI
ISCR27 Instrument certifications week 27 ATP103HL



STOPSEQUENCE
1.00
3.00
4.00
5.00
6.00
7.00

10.00
11.00
12.00
13.00
14.00
17.00
18.00
19.00
20.00
21.00
22.00
23.00
24.00
25.00
26.00
27.00
28.00
29.00
30.00
31.00
7.00
8.00
9.00

10.00
11.00
12.00
13.00
14.00
18.00
14.00
17.00
18.00
21.00
22.00
25.00
26.00
41.00
42.00
43.00
59.00
60.00
71.00
72.00
1.00
2.00
3.00
4.00
3.00



4.00
5.00
6.00
1.00
3.00
4.00
1.00
2.00
5.00
6.00
5.00
6.00
1.00
2.00
3.00
4.00
5.00
6.00
7.00
8.00
9.00

10.00
11.00
12.00
13.00
14.00
15.00
16.00
17.00
18.00
19.00
1.00
2.00
3.00
4.00
5.00
6.00
1.00
2.00
1.00
2.00
3.00
4.00
5.00
1.00
2.00
3.00
4.00
5.00
1.00
2.00
1.00
2.00
3.00
4.00



5.00
6.00
7.00
8.00
9.00

10.00
1.00
2.00
3.00
4.00
5.00
1.00
2.00
3.00
4.00
5.00
6.00
7.00
8.00
1.00
2.00
3.00
4.00
5.00
6.00
7.00
8.00
9.00

10.00
1.00
2.00
3.00
4.00
5.00
1.00
2.00
3.00
4.00
1.00
2.00
9.00

10.00
11.00
12.00
13.00
14.00
1.00
2.00
3.00
4.00
5.00
6.00
7.00
8.00
9.00



10.00
11.00
15.00
16.00
2.00
7.00
8.00

10.00
11.00
26.00
37.00
38.00
39.00
40.00
1.00
2.00
3.00
4.00
2.00
3.00
4.00
1.00
2.00
3.00
4.00
5.00
6.00
7.00
1.00
2.00
3.00
2.00
3.00
7.00
9.00

10.00
19.00
20.00
21.00
22.00
23.00
24.00
14.00
15.00
1.00
2.00
3.00
4.00
5.00
6.00
7.00
8.00
9.00

10.00
11.00



12.00
13.00
14.00
15.00
16.00
17.00
18.00
19.00
20.00
21.00
22.00
23.00
24.00
25.00
26.00
27.00
28.00
29.00

1.00
2.00
1.00
2.00
3.00
4.00
5.00
6.00
7.00
8.00
9.00

10.00
1.00
2.00
3.00
1.00
2.00
3.00
4.00
5.00
6.00
7.00
8.00
9.00

10.00
11.00
12.00
13.00
1.00
2.00
3.00



4.00
5.00
6.00
7.00
8.00
9.00

10.00
1.00
2.00
3.00
4.00
5.00
6.00
7.00
8.00
9.00

10.00
11.00
12.00
13.00
14.00
1.00
2.00
3.00
4.00
5.00
6.00
7.00
8.00
9.00

10.00
11.00
12.00
13.00
1.00
2.00
3.00
4.00
1.00
2.00
3.00
4.00
5.00
1.00
2.00
3.00
4.00
5.00
6.00
1.00
2.00
3.00
4.00
5.00
1.00



2.00
3.00
4.00
5.00
6.00
7.00
8.00
9.00

10.00

1.00
2.00
3.00
4.00
5.00
6.00
7.00
8.00
9.00

10.00
11.00
1.00
2.00
1.00
2.00
1.00
2.00
3.00
1.00
2.00
1.00
2.00
1.00



2.00
2.00
1.00
2.00
1.00
2.00

1.00
2.00
3.00
4.00
5.00
6.00
1.00
2.00
3.00
4.00
5.00
6.00
2.00
3.00
4.00
5.00
6.00
7.00
8.00
9.00

10.00
11.00
12.00
13.00
14.00
15.00
16.00
1.00
2.00
3.00
4.00
5.00
7.00
8.00
9.00

10.00
11.00
12.00
13.00
1.00
2.00
3.00
4.00
5.00
6.00
7.00
8.00



9.00
10.00
11.00
12.00
13.00
1.00
2.00
1.00
2.00
3.00
4.00
5.00
6.00
7.00
8.00
9.00

10.00
11.00
12.00
13.00
14.00
1.00
2.00
3.00
4.00
5.00
6.00
7.00
8.00
9.00
1.00
2.00
3.00
4.00
1.00
2.00
3.00
4.00
5.00
6.00
7.00
1.00
2.00
3.00
1.00
2.00
3.00
4.00
5.00
6.00
7.00
8.00
9.00

10.00
11.00



12.00
13.00
14.00
15.00
1.00
2.00
3.00
4.00
8.00



PMNUM DESCRIPTION
LDCRPM06 Leak Detection week 06
LDCRPM08 Leak Detection week 08
LDCRPM10 Leak Detection week 10
LDCRPM23 Leak Detection week 23
LDCRPM40 Leak Detection week 40
LDCRPM46 Leak Detection week 46
LDCRPM50 Leak Detection week 50
ANINPM09 Anode inspections week 09
ANINPM39 Anode inspections week 39
ANINPM03 Anode inspections week 03
ANINPM13 Anode inspections week 13
ANINPM21 Anode inspections week 21
ANINPM32 Anode inspections week 32
ANINPM40 Anode inspections week 40
ANINPM35 Anode inspections week 35
ANINPM04 Anode inspections week 04
ANINPM31 Anode inspections week 31
ANINPM34 Anode inspections week 34
ANINPM41 Anode inspections week 41
ANINPM47 Anode inspections week 47
ANINPM49 Anode inspections week 49
MXSRSAN1 Semi Annual Mixer Service
COSRSAN3 Coalescer Pack Cleaning/Service
CC168H2 Carbon Change Out Every 168 Hours
CC70H5 Carbon Change Out Every 70 Hours
CC70H7 Carbon Change Out Every 70 Hours
ACSRPM1 Semi Annual Air Compressor Service of All Air Compressors
CC90D Carbon Change Out Every 90 Days
CC365D Carbon Change Out Every 365 Days
CR30D Biotrickler Carbon Readings Every 30 Days
CC5Y Carbon Change Out Every 5 Years
PDSRSAN1 Semi Annual Positive Displacement Pump Service
PDSRSAN4 Semi Annual Positive Displacement Pump Service
MXSRSAN3 Semi Annual Mixer Service
MXSRSAN4 Semi Annual Mixer Service
MXSRSAN2 Semi Annual Mixer Service
PDSRSAN2 Semi Annual Positive Displacement Pump Service
PDSRSAN3 Semi Annual Positive Displacement Pump Service
PCSRSAN4 Semi Annual Positive Displacement Pump Service
PCSRSAN3 Semi Annual Positive Displacement Pump Service
PCSRSAN2 Semi Annual Positive Displacement Pump Service
CC168H1 Carbon Change Out Every 168 Hours
COSRSAN4 Coalescer Pack Cleaning/Service
CC168H4 Carbon Change Out Every 168 Hours
CC70H1 Carbon Change Out Every 70 Hours
CC70H2 Carbon Change Out Every 70 Hours
CC70H9 Carbon Change Out Every 70 Hours
SECRPM5 Semi Annual Safety Equipment Certification/Inspection
SECRPM3 Annual Safety Equipment Certification/Inspection
COSRSAN2 Coalescer Pack Cleaning/Service
GNCYPM1M Cycle Generators Monthly
CC168H3 Carbon Change Out Every 168 Hours
CC168H5 Carbon Change Out Every 168 Hours
CC168H6 Carbon Change Out Every 168 Hours



CC70H4 Carbon Change Out Every 70 Hours
CC70H6 Carbon Change Out Every 70 Hours
CC70H8 Carbon Change Out Every 70 Hours
CC70H10 Carbon Change Out Every 70 Hours
SECRPM7 Semi-Annual Safety Equipment Certification/Inspection
SECRPM8 Monthly Safety Equipment Certification/Inspection
SECRPM2 Annual Safety Equipment Certification/Inspection
SECRPM4 Semi- Annual Safety Equipment Certification/Inspection
SECRPM1 Annual Safety Equipment Certification/Inspection
DCRVAN1 Document review annual 1
PRDSRSA4 Semi Annual Predictive Maintenance  Service
PRDSRSA1 Semi Annual Predictive Maintenance  Service
PRDSRSA2 Semi Annual Predictive Maintenance  Service
PRDSRSA3 0
BTSRQT1 Quarterly Biotrickler Service
BTSRMN2 Monthly Biotrickler Service - pH meter
CAPS2SA Pump Station 2 Semi-Annual Active Carbon Fan Running
CAPS13SA Pump Station 13 Semi-Annual Active Carbon Fan Running
CAT101SA Receiving Basin T - 101 Semi-Annual Active Carbon Fan Running
CA202SA T - 202 Semi-Annual Active Carbon Fan Running
PCSRSAN1 Semi Annual Positive Displacement Pump Service
CC168H7 Carbon Change Out Every 168 Hours
COSRSAN1 Coalescer Pack Cleaning/Service
CC70H3 Carbon Change Out Every 70 Hours
BTSRMN1 Monthly Biotrickler Service
CAPS4SA Pump Station 4 Semi-Annual Active Carbon Fan Running
CAPS7SA Pump Station 7 Semi-Annual Active Carbon Fan Running
CAPS9SA Pump Station 9 Semi-Annual Active Carbon Fan Running
CA201SA T - 201 Semi-Annual Active Carbon Fan Running
CA203SA T - 203 Semi-Annual Active Carbon Fan Running
CA204SA T - 204 Semi-Annual Active Carbon Fan Running
PPS3COMM Pump Station 3 CO Monitor Maintenance
PPS2COMM PS2 CO Monitor.  Verify CO Monitor is operating, and replace batteries as needed.
1065 TRUCK SERVICE/ INSPECTION-Annual
1063 EthanPM
TRSRVPM2 TRUCK SERVICE/ INSPECTION- Annual
TRSRVPM3 TRUCK SERVICE / INSPECTION- Annual
NISKPM01 NBCNI- SPILL KIT INSPECTIONS
NSSKPM01 NBSD- SPILL KIT INSPECTION
ABSKPM01 NAB-SPILL KIT INSPECTION
PLSKPM01 NBPL-SPILL KIT INSPECTION
SECRPM9 Multi-Annua/ 3 Monthl Safety Equipment Certification/ Inspection
SECRPM10 Multi-Annual/ 3 Month Safety Equipment Certification/ Inspection
PHSRMN1 Clean and calibrate pH meter
PHSRMN2 Clean and calibrate pH meter
ISCRPM19 Instrument certifications week 19
TKINPM09 Delete - Tank inspections month 09
TKINPM08 Delete - Tank inspections month 08
ISCRPM27 Instrument certifications week 27
ISCRPM06 Instrument certifications week 06
ISCRPM01 Instrument certifications week 01
ISCRPM14 Instrument certifications week 14
ISCRPM20 Instrument certifications week 20
ISCRPM24 Instrument certifications week 24
ISCRPM46 Instrument certifications week 46



ISCRPM03 Instrument certifications week 03
ISCRPM37 Instrument certifications week 37
ISCRPM11 Instrument certifications week 11
ISCRPM09 Instrument certifications week 09
ISCRPM04 Instrument certifications week 04
GNSRPM25 Generator service week 25
LDCRPM17 Leak Detection week 17
LDCRPM48 Leak Detection week 48
LDCRPM26 Leak Detection week 26
LDCRPM07 Leak Detection week 07
LDCRPM02 Leak Detection week 01
INCAL03 Clean and ship instrument to HACH for calibration.
INCAL04 Clean and ship instrument to HACH for calibration.
SECRPM6 Monthly Safety Equipment Certification/Inspection
1080 Tank 1092 Mixer Gearbox Oil Inspection
1083 Semi Anual NBCNI Active Carban Fan Run
1084 Dissolved Air Flotation Tank 24 A Anode Inspection
UPSINPM Semi Annual UPS Inspection
TKINPM13 Load Equalization Tank 201
TKINPM14 Industrial Waste Tank 1 B
TKINPM15 Treated Industrial Waste Surge Tank 8
TKINPM16 Treated Industrial Waste Pressure Vessel 1 
TKINPM17 Treated Industrial Waste Pressure Vessel 3 
TKINPM18 Oil Water Separator Tank 23A
TKINPM19 Dissolved Air Flotation Tank 24A
TKINPM20 Oily Waste Treatment Train A Surge Tank 25A
TKINPM21 Recovered Oil Tank 901
TKINPM22 Recovered Oil Tank 902
TKINPM23 Recovered Oil Tank 903
TKINPM24 Recovered Oil Tank 904
TKINPM25 Recovered Oil Tank 905
TKINPM26 Plate Separator 502 Tank
TKINPM27 Induced Air Flotation Tank 502
TKINPM28 Load Equalization Tank 4A
TKINPM29 Treated Industrial Waste Sand Filter Tank 10 A
TKINPM30 Treated Industrial Waste Sand Filter Tank 10 B
TKINPM31 Treated Industrial Waste Sand Filter Tank 10 C
TKINPM32 Pump Station 2 8K Fiberglass Tank
TKINPM33 Pump Station 3 4K Fiberglass Tank
TKINPM34 Load Equalization Tank 201
TKINPM35 Load Equalization Tank 202
TKINPM36 Oil Water Separator 203
TKINPM37 Induced Air Flotation Tank 204
TKINPM38 Scum Tank 301
TKINPM39 Recovered Oil Tank 401
TKINPM40 Recovered Oil Tank 402
TKINPM41 Load Equalization Tank 203
TKINPM42 Load Equalization Tank 204
TKINPM43 Drainage Basin Tank 1001
TKINPM44 Load Equalization Tank 202
TKINPM45 Pump Station 4 Wet Well A
TKINPM46 Pump Station 4 Wet Well B
TKINPM47 Receiving Basin Tank 101
TKINPM48 Plate Separator 501 Tank
TKINPM49 Induced Air Flotation Tank 501



TKINPM50 Load Equalization Tank 101
TKINPM51 Oil Water Separator
TKINPM52 Surge Tank
TKINPM53 Recovered Oil Tank
TKINPM54 Pump Station 2 Wet Well
TKINPM55 Pump Station 7 Wet Well A
TKINPM56 Pump Station 7 Wet Well B
TKINPM57 Recovered Oil Surge Tank 301
TKINPM58 Recovered Oil Tank 302
TKINPM59 Recovered Oil Tank 303
TKINPM60 Sludge Tank 402
TKINPM61 Pump Station 9 Wet Well
TKINPM62 Pump Station 13 Wet Well
TKINPM63 Recovered Oil Tank 304
TKINPM64 Sludge Tank 403
TKINPM65 Treated Industrial Waste Clarifier Tank 7
PHSRMN3 Clean and calibrate pH meter
PHSRMN4 Clean and calibrate pH meter
PHSRMN5 Clean and calibrate pH meter
PHSRMN6 Clean and calibrate pH meter
PHSRMN7 Clean and calibrate pH meter
TKINPM66 Grit Separator Tank West
TKINPM67 Grit Separator Tank East
TKINPM68 Pump Station 1351 Tank
TKINPM69 Pump Station K Tank
TKINPM70 Recovered Oil Surge Tank 36
TKINPM71 Recovered Oil Surge Tank 27
TKINPM72 Scum Sludge Surge Tank 26
TKINPM73 Oil Water Separator Tank 23 B
TKINPM74 Induced Air Flotation Tank 24 B
TKINPM75 Oily Waste Treatment Train B Surge Tank 25 B
TKINPM76 Industrial Waste Tank 1 A
TKINPM77 Treated Industrial Waste Pressure Vessel 2 
TKINPM78 Treated Industrial Waste Pressure Vessel 4 
TKINPM79 Sludge Day Tank 801
TKINPM80 Industrial Waste Sludge Tank 34
TKINPM81 Industrial Waste Sludge Day Tank 304
TKINPM82 Pump Station 1352 Tank
TKINPM83 Load Equalization Tank 4B
TKINPM84 Chrome Waste Tank 5 A
TKINPM85 Cyanide Waste Tank 6 A
TKINPM86 Recovered Oil Tank 1093
TKINPM87 Recovered Oil Tank 1094
TKINPM88 Chrome Waste Tank 5 B
TKINPM89 Cyanide Waste Tank 6 B
TKINPM90 Scum Sludge Tank 1092
TKINPM91 Dissolved Air Flotation Tank 24A Pressure Vessel
1081 Semi-Annual WAF Tracking Log Review
1085 Annual Fork Truck Service
INCAL01 Clean and ship instrument to HACH for calibration.
INCAL02 Clean and ship instrument to HACH for calibration.
1094 Review/Update Contingency Plan Contact Information - FOR EPS
DAF1095 DAF Chain Lubrication



ASSETNUM LOCATION ROUTE FREQUENCY FREQUNIT WORKTYPE JPNUM
NPS1351LLD 365.00 DAYS PM 9001LDAN
SPS2LD 365.00 DAYS PM 9001LDAN
NPSKLLD 365.00 DAYS PM 9001LDAN
SPS4LD 365.00 DAYS PM 9001LDAN
SPS9LD 365.00 DAYS PM 9001LDAN
NPS1352LLD 365.00 DAYS PM 9001LDAN
STPLD 365.00 DAYS PM 9001LDAN

ANIN09 365.00 DAYS PM 9013AN2
ANIN39 365.00 DAYS PM 9013AN2
ANIN03 365.00 DAYS PM 9013AN2
ANIN13 365.00 DAYS PM 9013AN2
ANIN21 365.00 DAYS PM 9013AN2
ANIN32 365.00 DAYS PM 9013AN2
ANIN40 365.00 DAYS PM 9013AN2
ANIN35 365.00 DAYS PM 9013AN2

SPS7WWAAN 365.00 DAYS PM 9013AN2
NTP4AAN 365.00 DAYS PM 9013AN2
STP201AN 365.00 DAYS PM 9013AN2
STP203AN 365.00 DAYS PM 9013AN2
STP101AN 365.00 DAYS PM 9013AN2
STP1001AN 365.00 DAYS PM 9013AN2
ATP102OSMX 180.00 DAYS PM 9011SAN

NBCO6M 180.00 DAYS PM 9024SAN
NTP4BCA 0.00 DAYS PM 9002HR
SPS13CA 0.00 DAYS PM 9002HR
STP201CA 0.00 DAYS PM 9002HR

ACSR180D 180.00 DAYS PM 9025SAN
NBCC90D 90.00 DAYS PM 9002DY
NBCC365D 365.00 DAYS PM 9002DY
NICR30D 30.00 DAYS PM 9002MN3
NBCC5Y 5.00 YEARS PM 9002AN
NAPD6M 180.00 DAYS PM 9009SAN
NPPD6M 2.00 YEARS PM 9009SAN
NBMX6M 2.00 YEARS PM 9011SAN
NPMX6M 2.00 YEARS PM 9011SAN

NBCNI NIMX6M 180.00 DAYS PM 9011SAN
NIPD6M 180.00 DAYS PM 9009SAN
NBPD6M 2.00 YEARS PM 9009SAN
NPPC6M 2.00 YEARS PM 9012SAN
NSPC6M 2.00 YEARS PM 9012SAN

NBCNI NIPC6M 180.00 DAYS PM 9012SAN
NTP4ACA 0.00 DAYS PM 9002HR
PTP203OSCO 180.00 DAYS PM 9024SAN
NTP1ACA 0.00 DAYS PM 9002HR
SPS2CA 0.00 DAYS PM 9002HR
SPS4CA 0.00 DAYS PM 9002HR
STP203CA 0.00 DAYS PM 9002HR

NBSE6M 6.00 MONTHS PM 9031MN
NBSE1Y 365.00 DAYS PM 9031AN

NBCNI NICO6M 180.00 DAYS PM 9024SAN
GNCY1M 1.00 MONTHS PM 9017MN5

NTP23AOSCA 0.00 DAYS PM 9002HR
NTP1BCA 0.00 DAYS PM 9002HR
NTP7CA 0.00 DAYS PM 9002HR



SPS9CA 0.00 DAYS PM 9002HR
STP101CA 0.00 DAYS PM 9002HR
STP202CA 0.00 DAYS PM 9002HR
STP204CA 0.00 DAYS PM 9002HR

NPSE1M 6.00 MONTHS PM 9031MN
NBSE1M 30.00 DAYS PM 9031MN
NPSE1Y 365.00 DAYS PM 9031AN
NISE6M 6.00 MONTHS PM
NISE1Y 365.00 DAYS PM 9031AN

NTPEPA 365.00 DAYS PM 9035AN
NPPRD6M 180.00 DAYS PM 9032SAN
NAPRD6M 180.00 DAYS PM 9032SAN
NIPRD6M 180.00 DAYS PM 9032SAN
NBPRD6M 180.00 DAYS PM 9032SAN

NTPBTTK 90.00 DAYS PM 9018QT6
NTPBTPH 30.00 DAYS PM 9018MN2
SPS2CA 180.00 DAYS PM ACTCARSA
SPS13CA 180.00 DAYS PM ACTCARSA
STP101CA 180.00 DAYS PM ACTCARSA
STP202CA 180.00 DAYS PM ACTCARSA
AOS346PC 180.00 DAYS PM 9012SAN
NTP34CA 0.00 DAYS PM 9002HR
ATP102OSCO 180.00 DAYS PM 9024SAN
SPS7CA 0.00 DAYS PM 9002HR
NTPBTTK 30.00 DAYS PM 9018MN4
SPS4CA 180.00 DAYS PM ACTCARSA
SPS7CA 180.00 DAYS PM ACTCARSA
SPS9CA 180.00 DAYS PM ACTCARSA
STP201CA 180.00 DAYS PM ACTCARSA
STP203CA 180.00 DAYS PM ACTCARSA
STP204CA 180.00 DAYS PM ACTCARSA
PPS3COM 90.00 DAYS PM
PPS2COM 90.00 DAYS PM

NBCNI TRSRVR01 120.00 DAYS PM
ER1234 365.00 DAYS PDM 9002SAN

NBSD TRSRVR02 120.00 DAYS PM TRSRV01
PTOFEE 120.00 DAYS PM TRSRV01

NBCNI NBIWSKR 6.00 MONTHS PM
NBSD SBBWSKR 6.00 MONTHS PM

ATPBWSK 6.00 MONTHS PM NSASDSK
PTPBWSK 6.00 MONTHS PM NSASDSK

NISE3M 90.00 DAYS PM 9031SAN
NBSE3M 90.00 DAYS PM 9031MN

ATP102PH 1.00 MONTHS PM 9020MN4
NTP24ADAPH 1.00 MONTHS PM 9020MN4

ISCR19 365.00 DAYS PM 9032AN
NTP1BTK 0.00 YEARS PM 9032RC

TKIN08 0.00 YEARS PM 9032RC
ISCR27 365.00 DAYS PM 9032AN
ISCR06 365.00 DAYS PM 9032AN
ISCR01 365.00 DAYS PM 9032AN
ISCR14 365.00 DAYS PM 9032AN
ISCR20 365.00 DAYS PM 9032AN
ISCR24 365.00 DAYS PM 9032AN
ISCR46 365.00 DAYS PM 9032AN



ISCR03 365.00 DAYS PM 9032AN
ISCR37 365.00 DAYS PM 9032AN
ISCR11 365.00 DAYS PM 9032AN
ISCR09 365.00 DAYS PM 9032AN
ISCR04 365.00 DAYS PM 9032AN
GNSR25 365.00 DAYS PM 9017AN
LDCR17 365.00 DAYS PM 9001LDAN
LDCR48 365.00 DAYS PM 9001LDAN
LDCR26 365.00 DAYS LD 9001LDAN
LDCR07 365.00 DAYS PM 9001LDAN

STP101LD 365.00 DAYS PM 9001LDAN
SINSTHACH01 1.00 YEARS PM INSTRCAL01
PINSTHACH01 1.00 YEARS PM INSTRCAL01

NBCNI NISE1M 30.00 DAYS PM 9031MN
NTP1092MX 365.00 DAYS PM NT1092MXI

NBCNI NTPACFR 180.00 DAYS PM ACTCARSA
NTP24ADAAN 365.00 DAYS PM 9013AN2

UPSIN 180.00 DAYS PM UPSINSP
STP201TK 5.00 YEARS PM 9023RC
NTP1BTK 5.00 YEARS PM 9023RC
NTP8TK 5.00 YEARS PM 9023RC
NTP1PV 5.00 YEARS PM 9023RC
NTP3PV 5.00 YEARS PM 9023RC
NTP23AOSTK 5.00 YEARS PM 9023RC
NTP24ADATK 5.00 YEARS PM 9023RC
NTP25ATK 5.00 YEARS PM 9023RC
STP901TK 5.00 YEARS PM 9023RC
STP902TK 5.00 YEARS PM 9023RC
STP903TK 5.00 YEARS PM 9023RC
STP904TK 5.00 YEARS PM 9023RC
STP905TK 5.00 YEARS PM 9023RC
STP502OSTK 5.00 YEARS PM 9023RC
STP502IATK 5.00 YEARS PM 9023RC
NTP4ATK 5.00 YEARS PM 9023RC
NTP10ATK 5.00 YEARS PM 9023RC
NTP10BTK 5.00 YEARS PM 9023RC
NTP10CTK 5.00 YEARS PM 9023RC
POS21TK 5.00 YEARS PM 9023RC
POS31TK 5.00 YEARS PM 9023RC
PTP201TK 5.00 YEARS PM 9023RC
PTP202TK 5.00 YEARS PM 9023RC
PTP203OSTK 5.00 YEARS PM 9023RC
PTP204IATK 5.00 YEARS PM 9023RC
PTP301TK 5.00 YEARS PM 9023RC
PTP401TK 5.00 YEARS PM 9023RC
PTP402TK 5.00 YEARS PM 9023RC
STP203TK 5.00 YEARS PM 9023RC
STP204TK 5.00 YEARS PM 9023RC
STP1001TK 5.00 YEARS PM 9023RC
STP202TK 5.00 YEARS PM 9023RC
SPS4WWA 5.00 YEARS PM 9023RC
SPS4WWB 5.00 YEARS PM 9023RC
STP101TK 5.00 YEARS PM 9023RC
STP501OSTK 5.00 YEARS PM 9023RC
STP501IATK 5.00 YEARS PM 9023RC



ATP101TK 5.00 YEARS PM 9023RC
ATP102OSTK 5.00 YEARS PM 9023RC
ATP103TK 5.00 YEARS PM 9023RC
ATP104TK 5.00 YEARS PM 9023RC
SPS2WW 5.00 YEARS PM 9023RC
SPS7WWA 5.00 YEARS PM 9023RC
SPS7WWB 5.00 YEARS PM 9023RC
STP301TK 5.00 YEARS PM 9023RC
STP302TK 5.00 YEARS PM 9023RC
STP303TK 5.00 YEARS PM 9023RC
STP402TK 5.00 YEARS PM 9023RC
SPS9WW 5.00 YEARS PM 9023RC
SPS13WW 5.00 YEARS PM 9023RC
STP304TK 5.00 YEARS PM 9023RC
STP403TK 5.00 YEARS PM 9023RC
NTP7TK 5.00 YEARS PM 9023RC
NTP23BOSPH 1.00 MONTHS PM 9020MN4
NTPBTPH 1.00 MONTHS PM 9020MN4
STP501OSPH 1.00 MONTHS PM 9020MN4
STP502OSPH 1.00 MONTHS PM 9020MN4
PTP203OSPH 1.00 MONTHS PM 9020MN4
STPV101TK 5.00 YEARS PM 9023RC
STPV102TK 5.00 YEARS PM 9023RC
NPS1351TK 5.00 YEARS PM 9023RC
NPSKTK 5.00 YEARS PM 9023RC
NTP36TK 5.00 YEARS PM 9023RC
NTP27TK 5.00 YEARS PM 9023RC
NTP26TK 5.00 YEARS PM 9023RC
NTP23BOSTK 5.00 YEARS PM 9023RC
NTP24BIATK 5.00 YEARS PM 9023RC
NTP25BTK 5.00 YEARS PM 9023RC
NTP1ATK 5.00 YEARS PM 9023RC
NTP2PV 5.00 YEARS PM 9023RC
NTP4PV 5.00 YEARS PM 9023RC
NTP801TK 5.00 YEARS PM 9023RC
NTP34TK 5.00 YEARS PM 9023RC
NTP304TK 5.00 YEARS PM 9023RC
NPS1352TK 5.00 YEARS PM 9023RC
NTP4BTK 5.00 YEARS PM 9023RC
NTP5ATK 5.00 YEARS PM 9023RC
NTP6ATK 5.00 YEARS PM 9023RC
NTP1093TK 5.00 YEARS PM 9023RC
NTP1094TK 5.00 YEARS PM 9023RC
NTP5BTK 5.00 YEARS PM 9023RC
NTP6BTK 5.00 YEARS PM 9023RC
NTP1092TK 5.00 YEARS PM 9023RC
NTP24ADAPV 5.00 YEARS PM 9023RC

NBCNI 180.00 DAYS PWA 788WAFSAN
FTINSP 365.00 DAYS PM FTANINSP

NINSTHACH01 1.00 YEARS PM INSTRCAL01
AINSTHACH01 1.00 YEARS PM INSTRCAL01

NBCNI 365.00 DAYS 788CP
NTP24ADATK 1.00 MONTHS PM DAFCHAIN



JPSEQINUSE NEXTDATE LEADTIME
0.00 07/13/2016 00:00:00 14.00
0.00 11/03/2015 00:00:00 14.00
0.00 03/14/2016 00:00:00 14.00
0.00 06/03/2016 00:00:00 14.00
0.00 10/07/2015 00:00:00 14.00
0.00 12/04/2015 00:00:00 14.00
0.00 12/12/2015 00:00:00 14.00
0.00 03/14/2016 00:00:00 14.00
0.00 06/30/2016 00:00:00 14.00
0.00 01/01/2016 00:00:00 14.00
0.00 04/10/2016 00:00:00 14.00
0.00 06/03/2016 00:00:00 14.00
0.00 08/05/2016 00:00:00 14.00
0.00 10/02/2015 00:00:00 14.00
0.00 08/28/2015 00:00:00 14.00
0.00 02/11/2016 00:00:00 14.00
0.00 08/05/2016 00:00:00 14.00
0.00 04/05/2016 00:00:00 14.00
0.00 10/08/2015 00:00:00 14.00
0.00 12/04/2015 00:00:00 14.00
0.00 12/05/2015 00:00:00 14.00
0.00 05/02/2013 00:00:00 14.00
0.00 04/30/2014 00:00:00 14.00
0.00 14.00
0.00 14.00
0.00 14.00
0.00 04/30/2014 00:00:00 14.00
0.00 21.00
0.00 06/13/2016 00:00:00 21.00
0.00 04/12/2014 00:00:00 7.00
0.00 06/15/2020 00:00:00 30.00
0.00 04/30/2014 00:00:00 14.00
0.00 06/29/2016 00:00:00 14.00
0.00 11/01/2015 00:00:00 14.00
0.00 11/01/2015 00:00:00 14.00
0.00 02/04/2016 00:00:00 14.00
0.00 04/30/2014 00:00:00 14.00
0.00 11/01/2015 00:00:00 14.00
0.00 06/29/2016 00:00:00 14.00
0.00 11/01/2015 00:00:00 14.00
0.00 04/30/2014 00:00:00 14.00
0.00 14.00
0.00 04/30/2014 00:00:00 14.00
0.00 14.00
0.00 14.00
0.00 14.00
0.00 14.00
1.00 11/03/2015 00:00:00 14.00
0.00 08/09/2016 00:00:00 14.00
0.00 11/29/2015 00:00:00 14.00
0.00 09/11/2015 00:00:00 14.00
0.00 14.00
0.00 14.00
0.00 14.00



0.00 14.00
0.00 14.00
0.00 14.00
0.00 14.00
0.00 12/10/2015 00:00:00 14.00
0.00 09/07/2015 00:00:00 14.00
0.00 08/09/2016 00:00:00 14.00
0.00 11/03/2015 00:00:00 14.00
0.00 04/05/2016 00:00:00 14.00
0.00 04/12/2014 00:00:00
0.00 01/08/2016 00:00:00 14.00
0.00 02/04/2016 00:00:00 14.00
0.00 02/04/2016 00:00:00 14.00
0.00 02/04/2016 00:00:00 14.00
0.00 10/03/2015 00:00:00 14.00
0.00 04/15/2011 00:00:00 14.00
0.00 10/30/2015 00:00:00
0.00 10/30/2015 00:00:00
0.00 10/30/2015 00:00:00
0.00 10/30/2015 00:00:00
0.00 05/02/2013 00:00:00 14.00
0.00 14.00
0.00 04/30/2014 00:00:00 14.00
0.00 14.00
0.00 08/07/2013 00:00:00 14.00
0.00 10/30/2015 00:00:00
0.00 10/30/2015 00:00:00
0.00 10/30/2015 00:00:00
0.00 10/30/2015 00:00:00
0.00 10/30/2015 00:00:00
0.00 10/30/2015 00:00:00
0.00 11/06/2015 00:00:00 10.00
0.00 11/06/2015 00:00:00 10.00
0.00 07/01/2013 00:00:00 14.00
0.00 11/03/2013 00:00:00 14.00
0.00 11/02/2015 00:00:00 14.00
0.00 07/04/2014 00:00:00 0.00
0.00 11/03/2015 00:00:00 7.00
0.00 05/03/2013 00:00:00 0.00
0.00 05/03/2013 00:00:00 0.00
0.00 05/03/2013 00:00:00 0.00
0.00 05/03/2013 00:00:00 0.00
0.00 05/03/2013 00:00:00 0.00
0.00 09/11/2015 00:00:00 14.00
0.00 09/11/2015 00:00:00 14.00
0.00 03/15/2012 00:00:00 14.00
0.00 14.00
0.00 14.00
0.00 07/08/2016 00:00:00 14.00
0.00 14.00
0.00 06/03/2016 00:00:00 14.00
0.00 03/01/2016 00:00:00 14.00
0.00 06/03/2016 00:00:00 14.00
0.00 06/13/2016 00:00:00 14.00
0.00 10/01/2015 00:00:00 14.00



0.00 14.00
0.00 11/03/2015 00:00:00 14.00
0.00 11/01/2015 00:00:00 14.00
0.00 03/06/2016 00:00:00 14.00
0.00 02/11/2016 00:00:00 14.00
0.00 11/01/2015 00:00:00 14.00
0.00 04/30/2016 00:00:00 14.00
0.00 12/04/2015 00:00:00 14.00
0.00 06/28/2013 00:00:00 14.00
0.00 14.00
0.00 01/12/2016 00:00:00 14.00
0.00 05/22/2014 00:00:00 0.00
0.00 08/06/2016 00:00:00 0.00
0.00 09/07/2015 00:00:00 14.00
0.00 09/03/2014 00:00:00 0.00
0.00 11/29/2015 00:00:00 0.00
0.00 06/07/2014 00:00:00 0.00
0.00 11/29/2015 00:00:00 0.00
0.00 02/02/2017 00:00:00 30.00
0.00 11/03/2017 00:00:00 30.00
0.00 06/09/2017 00:00:00 30.00
0.00 05/16/2017 00:00:00 30.00
0.00 05/16/2017 00:00:00 30.00
0.00 05/21/2018 00:00:00 30.00
0.00 05/21/2018 00:00:00 30.00
0.00 05/21/2018 00:00:00 30.00
0.00 04/07/2018 00:00:00 30.00
0.00 04/07/2018 00:00:00 30.00
0.00 04/07/2018 00:00:00 30.00
0.00 04/07/2018 00:00:00 30.00
0.00 04/07/2018 00:00:00 30.00
0.00 04/15/2018 00:00:00 30.00
0.00 04/15/2018 00:00:00 30.00
0.00 08/14/2016 00:00:00 30.00
0.00 05/16/2018 00:00:00 30.00
0.00 05/16/2018 00:00:00 30.00
0.00 05/16/2018 00:00:00 30.00
0.00 06/04/2018 00:00:00 30.00
0.00 06/04/2018 00:00:00 30.00
0.00 06/04/2018 00:00:00 30.00
0.00 06/04/2018 00:00:00 30.00
0.00 06/04/2018 00:00:00 30.00
0.00 06/04/2018 00:00:00 30.00
0.00 06/04/2018 00:00:00 30.00
0.00 06/04/2018 00:00:00 30.00
0.00 06/04/2018 00:00:00 30.00
0.00 12/04/2018 00:00:00 30.00
0.00 12/04/2018 00:00:00 30.00
0.00 07/27/2018 00:00:00 30.00
0.00 04/26/2019 00:00:00 30.00
0.00 12/28/2018 00:00:00 30.00
0.00 12/28/2018 00:00:00 30.00
0.00 12/28/2018 00:00:00 30.00
0.00 12/28/2018 00:00:00 30.00
0.00 03/06/2019 00:00:00 30.00



0.00 03/06/2019 00:00:00 30.00
0.00 03/06/2019 00:00:00 30.00
0.00 03/06/2019 00:00:00 30.00
0.00 03/06/2019 00:00:00 30.00
0.00 03/06/2019 00:00:00 30.00
0.00 03/06/2019 00:00:00 30.00
0.00 03/06/2019 00:00:00 30.00
0.00 03/06/2019 00:00:00 30.00
0.00 03/06/2019 00:00:00 30.00
0.00 03/06/2019 00:00:00 30.00
0.00 03/06/2019 00:00:00 30.00
0.00 04/26/2019 00:00:00 30.00
0.00 04/26/2019 00:00:00 30.00
0.00 03/06/2019 00:00:00 30.00
0.00 03/06/2019 00:00:00 30.00
0.00 06/23/2019 00:00:00 30.00
0.00 09/11/2015 00:00:00 14.00
0.00 09/11/2015 00:00:00 14.00
0.00 09/11/2015 00:00:00 14.00
0.00 09/11/2015 00:00:00 14.00
0.00 09/11/2015 00:00:00 14.00
0.00 06/15/2019 00:00:00 30.00
0.00 06/15/2019 00:00:00 30.00
0.00 11/12/2019 00:00:00 30.00
0.00 11/09/2019 00:00:00 30.00
0.00 09/14/2019 00:00:00 30.00
0.00 09/14/2019 00:00:00 30.00
0.00 09/14/2019 00:00:00 30.00
0.00 08/05/2019 00:00:00 30.00
0.00 08/05/2019 00:00:00 30.00
0.00 08/05/2019 00:00:00 30.00
0.00 11/03/2019 00:00:00 30.00
0.00 05/16/2018 00:00:00 30.00
0.00 05/16/2018 00:00:00 30.00
0.00 06/23/2015 00:00:00 30.00
0.00 06/02/2020 00:00:00 30.00
0.00 06/02/2020 00:00:00 30.00
0.00 07/14/2020 00:00:00 30.00
0.00 12/01/2015 00:00:00 30.00
0.00 08/22/2015 00:00:00 30.00
0.00 08/22/2015 00:00:00 30.00
0.00 10/25/2015 00:00:00 30.00
0.00 10/25/2015 00:00:00 30.00
0.00 01/23/2016 00:00:00 30.00
0.00 02/15/2016 00:00:00 30.00
0.00 06/24/2016 00:00:00 30.00
0.00 09/15/2019 00:00:00 30.00
0.00 04/30/2014 00:00:00 10.00
0.00 07/04/2016 00:00:00 0.00
0.00 02/09/2016 00:00:00 0.00
0.00 04/06/2016 00:00:00 0.00
0.00 05/14/2014 00:00:00 10.00
0.00 09/06/2015 00:00:00 0.00



WONUM
9896
10141
10146
9921
9926
9941
9946
10041
10046
10051
10266
10271
10276
10061
10066
10026
10031
10036
9891
10281
10246
9966
9971
10011
10016
10021
10251
10256
10261
9976
9981
9986
9991
10001
10236
10241
13126
13546
13521
13226
14128
13551
13221
14139
14138
16190
16183
16085
15861
15931
15938
19494
19495
18957



18977
18972
18212
18992
18827
18222
18997
19002
19007
17571
18907
19047
19052
19699
19705
19760
19765
19750
19438
18542
18422
19057
18857
18362
19097
19102
19027
19062
19067
19072
19077
18867
18872
19032
19037
18817
19042
18842
18847
19082
19087
19092
18517
18522
19681
19022
18472
18477
18202
18557
18562
19138
20212
20217
22459



22632
22637
22642
22647
22652
22657
22662
22667
19919
20145
20197
22337
22342
22347
22672
22677
22682
22302
22307
22312
22317
22352
22357
22362
22687
22692
22697
22322
22327
22332
22810
22184
22297
24090
24156
22292
22702
22367
22627
24592
24687
24692
38215
38216
38217
38218
38220
38222
38224
38225
38227
38231
37330
37339
37842



37851
38265
37439
37441
37444
37445
37452
37453
37454
37920
38283
38285
37484
37497
37927
37934
38349
38354
38359
37510
37941
37948
38364
38379
37523
37525
37955
37973
38417
38497
37527
37529
37531
37533
37541
37543
37545
37977
37981
37985
37989
37020
37029
37547
37549
37551
37553
36780
36781
37993
37997
38001
37044
37050
37560



37567
38005
38009
38013
37056
37062
37574
37581
38017
38021
38025
38029
37116
37123
37602
37635
37670
38033
38037
38041
37145
37146
37147
37225
37675
37690
37695
38045
38049
38053
38065
38066
37232
37239
37700
37705
38070
37246
37253
37710
37715
37720
38115
37258
37263
37268
37725
37730
37735
38144
38145
38146
38151
38160
38162



38164
37273
37278
37283
37312
37740
37745
37785
38165
38166
38167
38168
38169
38170
38171
38174
38182
37321
37805
37824
38194
38204
37284
37289
37294
37588
37595
37609
37878
37885
38306
38313
38320
38327
38334
38339
38344
38369
38374
38384
38389
38394
38408
38426
38444
38399
38453
38469
38435
38476
38483
38490
38462
38705
38712



38719
38726
38683
38696
38698
36984
36993
37303
37616
37623
37892
37899
37002
37348
37357
37358
37359
37360
37630
37640
37906
37913
37038
37068
37074
37366
37373
37645
37650
37655
37962
37969
37081
37088
37380
37387
37660
37665
37680
38057
38061
38067
38068
38069
38071
38072
38074
37095
37394
37685
37750
37755
37102
37130
37401



37408
37760
37765
38138
38139
38141
38142
38143
38147
38148
38149
38150
38152
38153
38154
37137
37144
37148
37149
37150
37151
37415
37422
37770
37775
37780
38155
38156
38157
38158
38159
38161
38163
38172
38173
38175
37152
37153
37154
37160
37161
37162
37163
37164
37168
37429
37437
37438
37440
37442
37790
37795
37800
38189
38199



38213
38214
37172
37176
37180
37443
37446
37451
37455
37456
37460
37810
37815
38219
38221
38223
38226
38235
38239
37184
37188
37192
37464
37468
37472
37833
37860
38252
37196
37200
37204
37476
37480
37535
37537
37539
37869
38292
38299
37211
37218
26539
36771
36923
36975
25647
26135
38670
38989
38994
38999
39034
39039
39044
39049



39054
38769
39004
39009
39014
39074
39079
39112
39118
38779
39019
39024
39029
39084
39089
39094
39124
39130
38839
39059
39064
39069
39100
39106
39137
39144
38849
38869
38829
38859
38878
38887
38896
38905
38914
38923
38932
38933
38934
38939
38944
38949
38954
38959
38964
38969
38974
38979
38984
38504
38511
38518
38525
38532
38539



38789
31561
31562
31563
31564
31570
31573
31576
31577
31578
31579
31580
31581
31582
31583
31584
31585
31586
31587
31588
31601
31609
37109
38075
38545
38551
38557
37011
38569
38575
38563
38581
38587
33607
33369
33800
38135
38136
38137
38617
38619
32584
33454
31807
31812
31857
33460
33059
33064
32327
33194
33525
33593
33653
31784



31791
31799
31817
31822
31827
31832
31837
31842
31847
31852
33164
32150
32459
32461
32513
32849
33189
32204
32209
32214
32219
32224
34982
34989
35457
35466
34159
34160
34704
34996
35473
35480
34705
35536
35537
35538
35539
35540
35541
35543
35544
35022
35027
35032
35549
35552
35553
35555
34782
35037
35042
33866
35140
35210
35217



35221
35225
35229
34796
34803
35233
35237
35241
33937
34809
34815
34821
35245
35261
35265
34827
34833
35318
35319
34493
34845
34851
35324
35325
35326
35370
34857
34863
35377
35384
34882
34927
35391
35398
35403
34588
34634
35412
34107
35421
35439
34968
34975
35448
34199
34890
34894
34898
35189
35196
35203
35249
35253
35257
34902



35305
35313
35328
35329
35331
35349
35356
35363
35430
35487
35494
35508
35515
35522
35529
35542
35545
35546
35547
35501
35548
38657
38605
38609
38622
38626
38628
38629
38632
38633
38634
38637
38638
35550
35554
38642
38643
38644
34518
34906
34910
34914
33864
33865
33867
33874
34276
34325
35047
35052
33885
34573
35057
35062
35067



33955
35072
34628
34629
34397
35113
35122
34747
35131
34421
35147
35154
34142
34839
35161
35168
34881
34886
35175
35182
35904
35909
36405
36412
36544
38593
35914
35919
36019
36549
36554
38599
38607
38608
38610
38611
38612
38613
38623
38624
32044
36024
36029
36094
36559
36568
38625
38627
38630
38631
38635
38636
38639
38640
38641



32049
32059
36099
36104
36129
36586
38733
38740
32064
32069
32074
36134
36139
36595
36604
35610
35617
35619
32079
32084
36159
36164
36169
36613
31865
32089
32094
32099
36174
36179
36184
36622
36629
32104
32109
32114
36189
36194
36636
36678
31893
32119
32124
36199
36204
36209
36685
36692
35624
35659
35664
36244
36286
36698
36704



35669
35674
35679
36293
36300
36710
36716
36722
35684
35699
36307
36314
36316
36318
36728
36734
35709
36321
36322
36323
36326
36327
36760
36761
36762
36763
36770
36772
36773
36774
36775
36776
36777
36778
35739
35749
36366
36787
36788
36789
36790
36791
35759
36379
36804
35836
36392
36856
35845
35854
35863
36064
36069
36074
36426



36433
36740
36746
36758
36759
36764
36765
36766
36767
36768
36779
36782
36783
36784
36785
36786
36817
36830
36752
36843
36769
36874
36881
36888
36895
36902
36909
36916
36925
36930
36935
36940
36945
36950
36955
36960
36965
36970
38747
38749
38614
38615
38616
38618
38620
38621
38809
38759
38819
38799
35568
35575
35582
35872
35873



35874
35879
35884
36079
36084
36089
36440
36447
32458
35589
35889
35894
35899
36109
36114
36454
36459
35596
35603
35924
35929
36119
36124
36144
36464
36469
36474
35629
35634
35639
35934
35939
35944
36149
36154
36214
36479
36484
36489
35644
35649
35654
35949
35954
35959
36219
36224
36229
36494
36499
36504
35689
35719
35964
35969



35974
36234
36239
36251
36509
36514
35729
35979
35984
35989
36258
36519
36524
36529
35769
35994
35999
36265
36272
36534
36539
36577
35779
36004
36009
36014
36279
36315
36317
36319
36320
36324
36643
35789
35799
36034
36039
36044
36325
36340
36650
36657
35809
36049
36054
36059
36353
36419
36664
36671
35818
35827
39151
39158
39165



39172
39179
39193
39200
39202
39204
39205
39207
39186
39201
39203
39206
39208
39209
39210
39211



DESCRIPTION
NTP37PD Industrial Waste Sludge Tank 34 Effluent Positive Displacement Pump 37
NTP1AMXA Industrial Waste Tank 1 A Mixer A
NTP1AMXB Industrial Waste Tank 1 A Mixer B
NLS1342PCA Lift Station 1342 Tank Centrifugal Pump A
NLS1342PCB Lift Station 1342 Tank Centrifugal Pump B
NLS796PCA Lift Station 796 Tank Centrifugal Pump A
NLS796PCB Lift Station 796 Tank Centrifugal Pump B
NTP6ABPCB Cyanide Waste Tanks 6 A/B Centrifugal Effluent Pump B
NTP8PCA Treated Industrial Waste Surge Tank 8 Effluent Centrifigal Pump A
NTP8PCB Treated Industrial Waste Surge Tank 8 Effluent Centrifigal Pump B
NTP33PDA Scum Sludge Surge Tank 26 Positive Displacement Pump A
NTP33PDB Scum Sludge Surge Tank 26 Positive Displacement Pump B
NTP23BOSPDA Oil Water Separator Tank 23 B Positive Displacement Pump for Oil A
NTP4BMXA Load Equalization Tank 4B Mixer A
NTP4BMXB Load Equalization Tank 4B Mixer B
NTP5ABPCA Chrome Waste Tanks 5 A/B Centrifugal Effluent Pump A
NTP5ABPCB Chrome Waste Tanks 5 A/B Centrifugal Effluent Pump B
NTP6ABPCA Cyanide Waste Tanks 6 A/B Centrifugal Effluent Pump A
Semi Annual Predictive Maintenance  Service
NTP23BOSPDB Oil Water Separator Tank 23 B Positive Displacement Pump for Oil B
NTP31PDA Load Equalization Tanks 4A/B Positive Displacement Pump A
NTP4BPCA Load Equalization Tank 4B Centrifugal Pump A
NTP4BPC Load Equalization Tank 4B Centrifugal Pump B
NTP901PC Hydrogen Peroxide Storage Tank 901 Centrifigal Pump
NTP1ABPCA Inustrial Waste Tank 1A/B Effluent Centrifigal Pump A
NTP1ABPCB Inustrial Waste Tank 1A/B Effluent Centrifigal Pump B
NTP31PDB Load Equalization Tanks 4A/B Positive Displacement Pump B
NTP32PDA Recovered Oil Surge Tank 27 Positive Displacement Pump A
NTP32PDB Recovered Oil Surge Tank 27 Positive Displacement Pump B
NTP24ADAPVPA Dissolved Air Flotation Tank 24A Pressure Vessel Pump A
NTP24ADAPVPB Dissolved Air Flotation Tank 24A Pressure Vessel Pump A
NTP34PCA Oily Waste Treatment Tanks 25A/B Pump A
NTP34PCB Oily Waste Treatment Tanks 25A/B Pump B
NTP24BIAPCB Induced Air Flotation Tank 24 B Centrifigal Feed Pump B
NTPOWPD35A Oily Waste Offload Pump 35A Positive Displacement
NTPOWPD35B Oily Waste Offload Pump 35B Positive Displacement
Semi Annual Predictive Maintenance  Service
STP401PCA Pre Mix Tank Centrifugal Pump A
Semi Annual Predictive Maintenance  Service
NTP34PCB Oily Waste Treatment Tanks 25A/B Pump B
Semi Annual Predictive Maintenance  Service
STP401PCB Pre Mix Tank Centrifugal Pump B
NTP34PCA Oily Waste Treatment Tanks 25A/B Pump A
Semi-Annual Safety Equipment Certification/Inspection
Semi-Annual Safety Equipment Certification/Inspection
STP401PCB Pre Mix Tank Centrifugal Pump B
STP401PCA Pre Mix Tank Centrifugal Pump A
Semi Annual Positive Displacement Pump Service
Semi Annual Positive Displacement Pump Service
NTP34PCA Oily Waste Treatment Tanks 25A/B Pump A
NTP34PCB Oily Waste Treatment Tanks 25A/B Pump B
NBSD NAIT Maintenance Requests

STP203PD LET 203 Positive Displacement Sludge Pump



STP301PDA Tank 301  Recovered Oil Positive Displacement Pump B
STP301PDB Tank 301 Recovered Oil Positive Displacement Pump B
NTP24ADARK Dissolved Air Flotation Tank 24A Rake
STP300PDB 302-304 Series Tanks Recovered Oil Positive Displacement Pump B
STP502OSPD Plate Separator 502 Tank Positive Displacement Feed Pump
NLS795CM Lift Station 795 Comminutor
STP300PDA 302-303 Series Tanks Recovered Oil Positive Displacement Pump A
STP502OSMXB Plate Separator 502 Tank Mixer pH Adjustment Chamer
STP502OSMXA Plate Separator 502 Tank Mixer Emulsion Chamber
Semi-Annual Safety Equipment Certification/Inspection
STP203RK LET 203 Sludge Rake
PTP203OSPDA Oil Water Separator 203 Positive Displacement Feed Pump
PTP203OSPDB Oil Water Separator 203 Positive Displacement Feed Pump
NTPAMC Gas Detector-MicroMax Pro
NTPAMD Gas Detector - MicroMax Pro
NTP4BLI Load Equalization Tank 4B Level Indicator
NTP36LI Recovered Oil Surge Tank 36 Level Indicator
Instrument certifications week 11
Multi-Annua/ 3 Monthl Safety Equipment Certification/ Inspection
NTP901PC Hydrogen Peroxide Storage Tank 901 Centrifigal Pump
Semi Annual Predictive Maintenance  Service
PTP203OSPDC Oil Water Separator 203 Positive Displacement Oil Pump
STP501IAPCB Induced Air Flotation Tank 501 Centrifugal Feed Pump 508
NTP7RK Treated Industrial Waste Clarifier Tank 7 Rake
PTP204IAPCB Induced Air Flotation Tank 204 Centrifugal Feed Pump B
PPS2PDB Pump Station 2 Positive Displacement Pump
PPS2PDA Pump Station 2 Positive Displacement Pump
PTP203OSPDD Oil Water Separator 203 Positive Displacement Sludge Pump
PTPEBMX Emulsion Breaker Tank Mixer
PTPPOMX Polymer Tank Mixer
PTPSHMX Sodium Hydroxide Tank Mixer
STP502IAPCA Induced Air Flotation Tank 502 Centrifugal Feed Pump A
STP502IAPCB Induced Air Flotation Tank 502 Centrifugal Feed Pump B
PTP204IAPCC Induced Air Flotation Tank 204 Centrifugal Scum Pump C
PPS3PDA Pump Station 3 Positive Displacement Pump
Semi Annual Predictive Maintenance  Service
PPS3PDB Pump Station 3 Positive Displacement Pump
STP401PCA Pre Mix Tank Centrifugal Pump A
STP401PCB Pre Mix Tank Centrifugal Pump B
PTP203MXA Oil Water Separator 203 Mixer A
PTP203MXB Oil Water Separator 203 Mixer B
PTP204IAPCA Induced Air Flotation Tank 204 Centrifugal Feed Pump A
NTP34PCA Oily Waste Treatment Tanks 25A/B Pump A
NTP34PCB Oily Waste Treatment Tanks 25A/B Pump B
Annual Safety Equipment Certification/Inspection
Semi Annual Predictive Maintenance  Service
NLS796PCA Lift Station 796 Tank Centrifugal Pump A
NLS796PCB Lift Station 796 Tank Centrifugal Pump B
Semi Annual Mixer Service
NTP5ABPCA Chrome Waste Tanks 5 A/B Centrifugal Effluent Pump A
NTP5ABPCB Chrome Waste Tanks 5 A/B Centrifugal Effluent Pump B
Biotrickler Carbon Readings Every 30 Days
NTPACIDLI Sulfuric Acid Tank 1000 Gallon Level Indicator
NTPBASELI Sodium Hydroxide Tank 5000 Gallon Level Indicator
Generator service week 25



PPS2SPHL Pump Station 2 Sump Pump High Level Float Switch
POS21MHHHB Pump Station 2 Tank 21 Manway High High Level Switch B
PPS3SPHL Pump Station 3 Sump Pump High Level Float Switch
POS31LI Pump Station 3 Tank 31 Level Indicator
POS31HH Pump Station 3 Tank 31 High High Level Switch
POS31MHHH Pump Station 3 Tank 31 Manway High High Level Switch
PTP201LI Load Equalization Tank 201 Level Indicator
PTP202LI Load Equalization Tank 202 Level Indicator
Biotrickler Carbon Readings Every 30 Days
Biotrickler Carbon Readings Every 30 Days
Instrument certifications week 14
NLS1342LI Lift Station 1342 Level Indicator
NLS1341LI Lift Station 1341 Level Indicator
NLS1340LI Lift Station 1340 Level Indicator
PTP201HH Load Equalization Tank 201 High High Switch
PTP202HH Load Equalization Tank 202 High High Switch
PTP203OSLI Oil Water Separator 203 Level Indicator
NTP4ABSPAHL Load Equalization Tanks 4A/B Sump Pump A High Level Switch
NTPWW1095HL Wet Well 1095 High Level Switch
NTP38PHL Wet Well 38 High Level Switch
NTPBTLI Biotrickler Level Indicator
NTP23BOSLI Oil Water Separator Tank 23 B Level Indicator
NTP24BIALI Induced Air Flotation Tank 24 B Level Indicator
NTP1ABSPAHL Industrial Waste Tanks 1 A/B Sump Pump A High Level Switch
POS21LI Pump Station 2 Tank 21 Level Indicator
PTP204IALI Induced Air Flotation Tank 204 Level Indicator
POS21MHHHA Pump Station 2 Tank 21 Manway High High Level Switch A
NLS795LI Lift Station 795 Level Indicator
NLS796LI Lift Station 796 Level Indicator
NLS1346LI Lift Station 1346 Level Indicator
Semi-Annual Safety Equipment Certification/Inspection
NAB facility containment needs painting.
NTP1ABSPBHL Industrial Waste Tanks 1 A/B Sump Pump B High Level Switch
Instrument certifications week 27
Semi Annual Positive Displacement Pump Service
Instrument certifications week 01
POS21HH Pump Station 2 Tank 21 High High Level Switch
NTP4ABSPBHL Load Equalization Tanks 4A/B Sump Pump B High Level Switch
Instrument certifications week 24
Semi Annual Predictive Maintenance  Service
Predictive Maintenance
Predictive Maintenance
BOWTS containment coating peeling
install new LED lighting at all pump stations at NBSD
P/S 4 hinges for MCC panel for pumps 2 and 3 are broken.
LET 202 influent valve leaks around shaft.
P-303 making abnormal noises, either pump or mortor bearings.
LET 204 and 203 skimming valves leaking by.
preservation of risers, pier 1-13.
Repair liner in PS1351
Annual Fork Truck Service
Annual Fork Truck Inspection
Clean and calibrate pH meter
Clean and calibrate pH meter
Clean and calibrate pH meter



Clean and calibrate pH meter
Quarterly Biotrickler Service
filter press #2 bottom left valve is damaged and needs replaced
removing items from Bone yard and cutting and getting rid of items.
Recoat Flamm cabinets and doors in Bldg. 795
Boat house diaphram pump was reported leaking
Polyme Pump 28A leaking.  Investigate and repair.
Chain that operates DAF skimmer broken - jammed
Repair liner in PS1351
Monthly Safety Equipment Certification/Inspection
DAF Chain Lubrication
Cycle Generators Monthly
Anode inspections week 21
Zinc Inspection
Monthly Safety Equipment Inspection and or Certification
Monthly Safety Equipment Inspection and or Certification
Instrument certifications week 27
Annual Sensor Inspection/Certification
Annual Sensor Inspection/Certification
Zinc Inspection
Monthly Safety Equipment Inspection and or Certification
Monthly Safety Equipment Inspection and or Certification
Annual Sensor Inspection/Certification
Leak Detection week 06
Carbon Change Out Every 365 Days
21 Day Carbon Order
Industrial Waste Sludge Tank 34
UPS Inspecton
Clean and calibrate pH meter
Monthly Safety Equipment Certification/Inspection
21 Day Carbon Order
21 Day Carbon Order
21 Day Carbon Order
21 Day Carbon Order
30 Day Carbon Order
30 Day Carbon Order
30 Day Carbon Order
UPS Inspecton
UPS Inspecton
UPS Inspecton
UPS Inspecton
Clean and calibrate pH meter
Clean and calibrate pH meter
30 Day Carbon Order
30 Day Carbon Order
30 Day Carbon Order
Coalescer Pack Cleaning/Service
pump station 4 Generator block heater tripping breaker.
keck machines (2) not working properly. need checked for calibration.
UPS Inspecton
UPS Inspecton
UPS Inspecton
Annual Safety Equipment Inspection and or Certification
Annual Safety Equipment Inspection and or Certification
Coalescer Pack Cleaning



Coalescer Pack Cleaning
UPS Inspecton
UPS Inspecton
UPS Inspecton
Annual Safety Equipment Inspection and or Certification
Annual Safety Equipment Inspection and or Certification
Coalescer Pack Cleaning
Cycle Generators Monthly
UPS Inspecton
UPS Inspecton
UPS Inspecton
UPS Inspecton
Monthly Safety Equipment Inspection and or Certification
Monthly Safety Equipment Inspection and or Certification
Test Run Electrical Generator
Annual Sensor Inspection/Certification
Annual Sensor Inspection/Certification
UPS Inspecton
UPS Inspecton
UPS Inspecton
Troubleshoot T6B mixer keeps on tripping
T24A Feed Pump Needs Repaired
The breaker in MCC#2 31/33 keeps tripping
Test Run Electrical Generator
Annual Sensor Inspection/Certification
Annual Sensor Inspection/Certification
Annual Sensor Inspection/Certification
UPS Inspecton
UPS Inspecton
UPS Inspecton
pump station manway lids need replaced.
LET lids need replaced with new ones.
Test Run Electrical Generator
Test Run Electrical Generator
Annual Sensor Inspection/Certification
Annual Sensor Inspection/Certification
2" oil skimming and clean harbors offload pump not working properly.
Test Run Electrical Generator
Leak Detection week 17
Instrument certifications week 20
Annual Sensor Inspection/Certification
Annual Sensor Inspection/Certification
PS7 WWB Pump3 Leaks at Donut
Leak Detection
Leak Detection
Leak Detection
Annual Sensor Inspection/Certification
Instrument certifications week 24
Annual Sensor Inspection/Certification
P28B switch from packing to mechanical seal
Boat house pump needs new air regulator.  Pumping too fast/hard
Lift Station 1346 both pumps need return lines plumbed
Chain that operates DAF skimmer broken - jammed
2" oil skimming and clean harbors offload pump not working properly.
PS13 Pump 2 discharge pipe has a hole in it. Zinc anodes need replaced.



Breach into secondary pipeline between MH56 and PS13
Leak Detection
Leak Detection
NBCNI- SPILL KIT INSPECTIONS
Clean and calibrate pH meter
Annual Sensor Inspection/Certification
Annual Sensor Inspection/Certification
Annual Sensor Inspection/Certification
PS13 to Manhole 56 Repair-Proposal
PS13 to Manhole 56 Repair-Project Management
PS13 to Manhole 56 Repair-Field Labor
PS13 to Manhole 56 Repair-ODCs
Recoat IAF skid #2
Pier 7, OW-N4 riser valve broken at stem. valve needs replaced
Fire hose connection ball valve leaking by at T24A DAF catwalk
T-1094 oil sample port value is broken and leaking by
Industrial Waste Tank 1 A
Clean and calibrate pH meter
Annual Sensor Inspection/Certification
Clean and calibrate pH meter
Annual Sensor Inspection/Certification
Clean and calibrate pH meter
SAN DIEGO SPILL KIT CLEAN AND INSPECT
SAN DIEGO SPILL KIT CLEAN AND INSPECT
Clean and calibrate pH meter
Test Run Electrical Generator
Test Run Electrical Generator
Test Run Electrical Generator
Monthly Safety Equipment Certification/Inspection
Monthly Safety Equipment Inspection and or Certification
Test Run Electrical Generator
Test Run Electrical Generator
Test Run Electrical Generator
Test Run Electrical Generator
Instrument certifications week 06
Annual Sensor Inspection/Certification
Annual Sensor Inspection/Certification
Annual Sensor Inspection/Certification
Annual Sensor Inspection/Certification
Leak Detection week 07
Leak Detection
Leak Detection
Clean and calibrate pH meter
Clean and calibrate pH meter
Clean and calibrate pH meter
Clean and calibrate pH meter
Clean and calibrate pH meter
Monthly Safety Equipment Inspection and or Certification
Clean and calibrate pH meter
Monthly Safety Equipment Inspection and or Certification
Monthly Safety Equipment Inspection and or Certification
Monthly Safety Equipment Inspection and or Certification
Monthly Safety Equipment Certification/Inspection
Test Run Electrical Generator
Test Run Electrical Generator



Test Run Electrical Generator
Test Run Electrical Generator
Zinc Inspection
DAF Chain Lubrication
Cycle Generators Monthly
Clean and calibrate pH meter
Clean and calibrate pH meter
Clean and calibrate pH meter
Test Run Electrical Generator
Test Run Electrical Generator
Monthly Safety Equipment Inspection and or Certification
Monthly Safety Equipment Inspection and or Certification
Clean and calibrate pH meter
Clean and calibrate pH meter
PS2 CO Monitor.  Verify CO Monitor is operating, and replace batteries as needed.
Pump Station 3 CO Monitor Maintenance
Semi- Annual Safety Equipment Certification/Inspection
Semi Annual Safety Equipment Certification/Inspection
Instrument certifications week 01
Annual Sensor Inspection/Certification
Monthly Safety Equipment Inspection and or Certification
Semi-Annual Safety Equipment Certification/Inspection
Annual Safety Equipment Certification/Inspection
Annual Safety Equipment Inspection and or Certification
Monthly Safety Equipment Certification/Inspection
Monthly Safety Equipment Certification/Inspection
Monthly Safety Equipment Inspection and or Certification
Annual Sensor Inspection/Certification
Annual Sensor Inspection/Certification
Annual Sensor Inspection/Certification
Industrial Waste Sludge Day Tank 304
Semi Annual UPS Inspection
Monthly Safety Equipment Inspection and or Certification
Monthly Safety Equipment Inspection and or Certification
Monthly Safety Equipment Inspection and or Certification
Monthly Safety Equipment Inspection and or Certification
Annual Sensor Inspection/Certification
Annual Sensor Inspection/Certification
Annual Sensor Inspection/Certification
UPS Inspecton
UPS Inspecton
Vaccum motor for the sand blaster not working
Riser restoration
LET 204 and 203 skimming valves leaking by.
old anti foam pump and tank not working properly, need to order new perastaltic pump and tank.
Valves for T5 and T6 tanks in offload areas need replaced
Ball valve at filter press is leaking, repair/replace
Monthly Safety Equipment Inspection and or Certification
Monthly Safety Equipment Inspection and or Certification
Annual Sensor Inspection/Certification
Annual Sensor Inspection/Certification
Annual Sensor Inspection/Certification
Monthly Safety Equipment Inspection and or Certification
Monthly Safety Equipment Inspection and or Certification
Monthly Safety Equipment Certification/Inspection



Monthly Safety Equipment Inspection and or Certification
Annual Sensor Inspection/Certification
Annual Sensor Inspection/Certification
T4B transfer pump coupling broken
T4B inlet valve frozen/open, inspect all valves on that manifold, replace if necessary
T-1B mixer leaks at seal. M1B2
valves between PV-1,2,3,4 need replaced with new valves.
P28A switch from packing to mechanical seal
796 Generator leaking engine oil
Troubleshoot T6B mixer keeps on tripping
The suction line on T21 pump T7PP1A pump line is cracked
K-pier OW3 south side vavle needs to be replaced
Valves for T5A/B tanks in offload areas need replaced
P-16A rebuild/cracked suction casting
P-38B rebuild with correct parts
Monthly Safety Equipment Inspection and or Certification
Caustic piping leaks, T32 pump not working
The light in the parking lot across from Bldg.788 blinks all night
The suction line on T21 pump T7PP1A pump line is cracked
Hinged cover on perlite tank is broken
Recoat air compressor
Monthly Safety Equipment Inspection and or Certification
Monthly Safety Equipment Inspection and or Certification
Annual Sensor Inspection/Certification
Annual Sensor Inspection/Certification
Annual Sensor Inspection/Certification
T4B transfer pump coupling broken
T4B inlet valve frozen/open, inspect all valves on that manifold, replace if necessary
risers need preservation and painting on N,M and S piers.
pump station manway lids need replaced.
LET lids need replaced with new ones.
old anti foam pump and tank not working properly, need to order new perastaltic pump and tank.
Fall Protection Netting
T6A/B Valve at IW Offload Pump Leaking By
Eyewash station at caustic storage tank has low flow/pressure
Treated Industrial Waste Clarifier Tank 7
Air compressor needs maintenance.
K-pier OW3 south side vavle needs to be replaced
Feed pump 2 leaking at mech. seal, needs removed and overhauled. switching with spare rebuilt pump.
Sump Pump PS1A in T1 tank area is not working
Flamable cabinets are worn and damaged and need replaced.
Plate separator 502 oil lines need repaired or replaced, and pumps inspected and repaired.
PS1352 Clean Out
T - 201 Semi-Annual Active Carbon Fan Running
T - 202 Semi-Annual Active Carbon Fan Running
Monthly Safety Equipment Inspection and or Certification
sump pump behind 900 tanks not working properly, triping breaker when in operation.
P-303 making abnormal noises, either pump or mortor bearings.
P-507A leaking at mech. seal.
need hoses for P407 & P408 sludge pumps.
Annual Sensor Inspection/Certification
Annual Sensor Inspection/Certification
Annual Sensor Inspection/Certification
Annual Sensor Inspection/Certification
Annual Sensor Inspection/Certification



Pier 21 pump W2 needs to be rebuilt
2" Sandpiper for discharging OW processing needs to be rebuilt
T - 203 Semi-Annual Active Carbon Fan Running
T - 204 Semi-Annual Active Carbon Fan Running
Pump Station 13 Semi-Annual Active Carbon Fan Running
Pier 21 Pump W1 not operating. Motor will not turn on.
P38 Sump Pump is not operating and alarm horn not working.
P31B is making a slipping noise.   Needs to be investigated.
LET 204 skimming valve leaks by needs replaced
Semi Anual NBCNI Active Carban Fan Run
Semi-Annual Active Carbon Fan Running
Leak Detection week 23
Clean and calibrate pH meter
LET 203 Sludge valve inlet to pump leaks by and processing valve leaks by.
P-507A leaking at mech. seal.
replace air valves for clean harbors offload pump and oil offload and change location of CHES pump.
Repair liner in PS1351
Annual Fork Truck Inspection
Anode inspections week 39
Pump Station 2 Semi-Annual Active Carbon Fan Running
Pump Station 4 Semi-Annual Active Carbon Fan Running
Pump Station 7 Semi-Annual Active Carbon Fan Running
Semi-Annual Active Carbon Fan Running
Semi-Annual Active Carbon Fan Running
Semi-Annual Active Carbon Fan Running
Clean and calibrate pH meter
Clean and calibrate pH meter
Zinc Inspection
Pump Station 9 Semi-Annual Active Carbon Fan Running
Receiving Basin T - 101 Semi-Annual Active Carbon Fan Running
Cycle Generators Monthly
Semi-Annual Active Carbon Fan Running
Semi-Annual Active Carbon Fan Running
Carbon Change Out Every 5 Years
30 Day Carbon Order
30 Day Carbon Order
Clean and calibrate pH meter
Test Run Electrical Generator
Test Run Electrical Generator
Test Run Electrical Generator
Test Run Electrical Generator
Leak Detection week 17
Mixer shaft broken at pump for polymer tank. needs repaired or replaced.
Clean and ship instrument to HACH for calibration.
Clean and calibrate pH meter
Biotrickler Carbon Readings Every 30 Days
Annual Fork Truck Service
Zinc Inspection
Predictive Maintenance
Predictive Maintenance
Predictive Maintenance
Predictive Maintenance
Predictive Maintenance
Predictive Maintenance
Predictive Maintenance



Predictive Maintenance
Mixer and Rake Lubrication
Predictive Maintenance
Predictive Maintenance
0
Predictive Maintenance
Predictive Maintenance
Annual Safety Equipment Inspection and or Certification
Annual Safety Equipment Inspection and or Certification
Mixer and Rake Lubrication
Predictive Maintenance
Predictive Maintenance
Predictive Maintenance
Predictive Maintenance
Predictive Maintenance
Annual Safety Equipment Certification/Inspection
Annual Safety Equipment Inspection and or Certification
Monthly Safety Equipment Certification/Inspection
Mixer and Rake Lubrication
Predictive Maintenance
Predictive Maintenance
Semi Annual Predictive Maintenance  Service
Annual Safety Equipment Certification/Inspection
Annual Safety Equipment Inspection and or Certification
Monthly Safety Equipment Inspection and or Certification
Monthly Safety Equipment Inspection and or Certification
Mixer and Rake Lubrication
Clean and calibrate pH meter
Mixer and Rake Lubrication
Mixer and Rake Lubrication
Clean and calibrate pH meter
Clean and calibrate pH meter
Clean and calibrate pH meter
Clean and calibrate pH meter
Clean and calibrate pH meter
Clean and calibrate pH meter
PS2 CO Monitor.  Verify CO Monitor is operating, and replace batteries as needed.
Pump Station 3 CO Monitor Maintenance
Semi Annual Predictive Maintenance  Service
Semi Annual Predictive Maintenance  Service
Predictive Maintenance
Predictive Maintenance
Predictive Maintenance
Predictive Maintenance
Predictive Maintenance
Predictive Maintenance
Predictive Maintenance
Predictive Maintenance
Predictive Maintenance
Monthly Safety Equipment Inspection and or Certification
Monthly Safety Equipment Inspection and or Certification
Monthly Safety Equipment Inspection and or Certification
Monthly Safety Equipment Inspection and or Certification
Pump Station 1352 Tank
TRUCK SERVICE/ INSPECTION- Annual



Mixer and Rake Lubrication
T-1B mixer leaks at seal. M1B2
Lift stations do not have good ventillation, need to make vent holes larger, install larger covers.
P-31A leaking oil from gaskets.
P-31B leaking oil from gaskets.
valves between PV-1,2,3,4 need replaced with new valves.
T-28 pp-3b polymer pump leaks at seal.
NBCNI Leak Detection Alarm Investigaion / routine alarm conditions (pumping liners, drying cables)
Leak Detection Trailer  Equipment maintenance and upkeep
NBSD Leak Detection Alarm Investigation / routine alarm conditions (pumping liners, drying cables)
NBPL Leak Detection Alarm Investigation / routine alarm conditions (pumping liners, drying cables)
NAB Leak Detection Alarm Investigation / routine alarm conditions (pumping liners, drying cables)
Install manhole access to leak detection pull port. IW / GIW
1351 panel #1 leak alarm near gedunk.
Quaywall access ladders needed at NAB.
need as built drawing Map for Pier 3 leak Detection sensor points, low point drains.
need as built drawings for pier 8 leak detection sensor points, low point drains.
need as built drawings for Pier 13 leak detection sensor points, low point drains.
need to install fall protection around sensor points at all Qway walls.
Replace 3/4" cam-lock cap on all leak detection low point drains at Q-way walls and pier connectios.
Ballymore ladder hydraulic lift does not descend smoothly
PS13 Pump 2 discharge pipe has a hole in it. Zinc anodes need replaced.
Monthly Safety Equipment Certification/Inspection
replace air valves for clean harbors offload pump and oil offload and change location of CHES pump.
Vehicle Service Interveral Check
Vehicle Service Interveral Check
Vehicle Service Interveral Check
Clean and calibrate pH meter
Vehicle Service Interveral Check
Silverado 68395
Vehicle Service Interveral Check
Vehicle Service Annual Check
Vehicle Service Annual Check
Anode inspections week 35
Semi Annual Predictive Maintenance  Service
Monthly Safety Equipment Certification/Inspection
P-16A Rebuild/cracked suction casting
P-16A rebuild/cracked suction casting
P-38B rebuild with correct parts
Leak Detection Trailer Equipment Maintenance and Upkeep
NBPL Leak Detection Alarm Investigation/Routine Alarm Conditions (Pumping Liners/Drying Cables)
Mixer and Rake Lubrication
Annual Safety Equipment Certification/Inspection
Annual Sensor Inspection/Certification
Annual Sensor Inspection/Certification
Centrifugal Pump Lubrication
Annual Safety Equipment Certification/Inspection
Predictive Maintenance
Predictive Maintenance
Monthly Safety Equipment Certification/Inspection
Predictive Maintenance
Monthly Safety Equipment Certification/Inspection
Pump station 1351 wet well leaking into liner while pump station in operation.
Cycle Generators Monthly
Centrifugal Pump Lubrication



Positive Displacement Pump Lubrication
Positive Displacement Pump Lubrication
Annual Sensor Inspection/Certification
Annual Sensor Inspection/Certification
Annual Sensor Inspection/Certification
Annual Sensor Inspection/Certification
Annual Sensor Inspection/Certification
Annual Sensor Inspection/Certification
Annual Sensor Inspection/Certification
Annual Sensor Inspection/Certification
Semi Annual Predictive Maintenance  Service
Cycle Generators Monthly
Breach into secondary pipeline between MH56 and PS13
Anode inspections week 31
Cycle Generators Monthly
Predictive Maintenance
Predictive Maintenance
Annual Sensor Inspection/Certification
Annual Sensor Inspection/Certification
Annual Sensor Inspection/Certification
Annual Sensor Inspection/Certification
Annual Sensor Inspection/Certification
Test Run Electrical Generator
Test Run Electrical Generator
Clean and calibrate pH meter
Monthly Safety Equipment Certification/Inspection
900 ROT Area Need New Paint
PS7 WWB Pump3 Leaks at Donut
Semi- Annual Safety Equipment Certification/Inspection
Test Run Electrical Generator
Monthly Safety Equipment Inspection and or Certification
Monthly Safety Equipment Inspection and or Certification
Semi Annual Safety Equipment Certification/Inspection
bldg 3589 needs painting and preservation
P-402 pre-coating pump for sludge press will not start.
IW off-load pump (P-31) seizing up needs to be rebuilt
P-38 leaking air needs to be rebuilt
Bldg. 795 LED lights are dim, check voltage/wiring
Pier 21 pump W2 needs to be rebuilt
T-101 passive carbon gaskets need replaced, gaskets are damaged
Pier 7, OW-N4 riser valve broken at stem. valve needs replaced
Annual Sensor Inspection/Certification
Annual Sensor Inspection/Certification
Annual Sensor Inspection/Certification
M/H 46 liner torn off and fell in manhole, liner needs repairs.
T-7 Rake Repair
P-408 sludge pump Doesn't pump, internals need replaced.
Anode inspections week 04
Pump Station 1351 Tank
Annual Sensor Inspection/Certification
Annual Sensor Inspection/Certification
PS13 to Manhole 56 Repair-Field Labor
Monthly Safety Equipment Certification/Inspection
Monthly Safety Equipment Inspection and or Certification
Semi Annual UPS Inspection



UPS Inspecton
UPS Inspecton
UPS Inspecton
Industrial Waste Tank 1 A
TRUCK SERVICE/ INSPECTION- Annual
UPS Inspecton
UPS Inspecton
UPS Inspecton
Quarterly Biotrickler Service
Vehicle Service Interveral Check
Vehicle Service Interveral Check
Vehicle Service Interveral Check
UPS Inspecton
UPS Inspecton
UPS Inspecton
Vehicle Service Interveral Check
Vehicle Service Interveral Check
Recoat IAF skid #2
Hinges on main hatch (sump) is broken
Instrument certifications week 37
Vehicle Service Annual Check
Vehicle Service Annual Check
Sump pump #2 runs with no fluid in sump
IAF 501 sight glass gauge is OOC. It causes a 501 low float alarm
IAF #2 Anti-Foam Pumping Unit needs replaced
Test Run Electrical Generator
Vehicle Service Annual Check
Vehicle Service Annual Check
Test Run Electrical Generator
Test Run Electrical Generator
P-34A tripping breaker in MCC during operation.
Anode inspections week 49
Test Run Electrical Generator
Leak Detection week 01
Clean and calibrate pH meter
Annual Sensor Inspection/Certification
SAN DIEGO SPILL KIT CLEAN AND INSPECT
Clean and calibrate pH meter
Monthly Safety Equipment Certification/Inspection
Clean and calibrate pH meter
Clean and calibrate pH meter
Cycle Generators Monthly
Test Run Electrical Generator
Clean and calibrate pH meter
Annual Fork Truck Service
Semi-Annual Active Carbon Fan Running
Semi-Annual Active Carbon Fan Running
Semi-Annual Active Carbon Fan Running
Monthly Safety Equipment Inspection and or Certification
Monthly Safety Equipment Inspection and or Certification
Monthly Safety Equipment Inspection and or Certification
UPS Inspecton
UPS Inspecton
UPS Inspecton
Semi-Annual Active Carbon Fan Running



UPS Inspecton
T-4B discharge to T-8, by pass T-7.
LET 201 Skimmer Basket not working properly
LET 203 Main Inlet Solenoid needs repair
Quarterly Biotrickler Service
Cycle Generators Monthly
Test Run Electrical Generator
Test Run Electrical Generator
Clean and calibrate pH meter
Monthly Safety Equipment Inspection and or Certification
Monthly Safety Equipment Inspection and or Certification
Monthly Safety Equipment Inspection and or Certification
Monthly Safety Equipment Inspection and or Certification
Monthly Safety Equipment Inspection and or Certification
Monthly Safety Equipment Inspection and or Certification
Air Dyer corrosion on top and at hose ends
risers need preservation and painting on N,M and S piers.
300 tank area needs repairs and preservation and painting.
PS 1352 liner probe and/or wiring not working, probable liner leak as well
Monthly Safety Equipment Certification/Inspection
PS 1351 air compressor needs new off/auto pressure switch
Anode inspections week 32
Camera A02 and A03 are out.
Polymer pump C leak at diaphram check valve
New air compressor not running and needed maintenance.
R/O Pump (under OWS) does not move any liquid
Sump 1095 pump is not working
J Pier East vault - Air actuator for sump pump is O.O.C
P34A coupling needs to be replaced
effluent flow meter by bone yard not working
replace IAF eductor with new one.
LET 203 Drainage basin inlet to 203 leaks by. valve needs replaced.
P-507B leaks at mechanical seal
pump station mech. flange gaskets are leaking and need replaced
P-407 sludge pump leaks at diaphram. need to remove and rebuild pump.
Riser hadle pier 9 OW-N3 broken, needs replaced
need 2 pumps for 2ndary wet well containments. HOMA pumps
Anode inspections week 31
Annual Sensor Inspection/Certification
Semi-Annual Active Carbon Fan Running
Semi-Annual Active Carbon Fan Running
Anode inspections week 47
PS13 to Manhole 56 Repair-Proposal
PS13 to Manhole 56 Repair-Project Management
PS13 to Manhole 56 Repair-ODCs
LET 203 Rake is over torquing
Cycle Generators Monthly
Generator service week 25
Annual Sensor Inspection/Certification
Leak Detection week 46
Anode inspections week 40
Annual Sensor Inspection/Certification
Leak Detection week 48
Leak Detection
Leak Detection



Cycle Generators Monthly
Leak Detection week 50
NBCNI- SPILL KIT INSPECTIONS
SAN DIEGO SPILL KIT CLEAN AND INSPECT
Annual Generator Maintenance Checklist
Clean and calibrate pH meter
Clean and calibrate pH meter
Monthly Safety Equipment Certification/Inspection
Clean and calibrate pH meter
Annual Generator Maintenance Checklist
Monthly Safety Equipment Inspection and or Certification
Monthly Safety Equipment Inspection and or Certification
Sludge Press Filters and O-rings need to be replaced
Silverado 68395
Monthly Safety Equipment Inspection and or Certification
Monthly Safety Equipment Inspection and or Certification
Air Inductor System Gauges on IAF's 1 & 2 Repair or Replace
Semi Anual NBCNI Active Carban Fan Run
Semi-Annual Safety Equipment Certification/Inspection
Monthly Safety Equipment Certification/Inspection
Predictive Maintenance
Predictive Maintenance
Cycle Generators Monthly
Test Run Electrical Generator
Annual Sensor Inspection/Certification
Vehicle Service Annual Check
Predictive Maintenance
Predictive Maintenance
Predictive Maintenance
Annual Sensor Inspection/Certification
Leak Detection week 10
Vehicle Service Annual Check
Recovered oil treatment T1093 and T1094
Generator at pump station 13 coolent leak, low oil alarm and high eng. temp.
General Work Order IWOW/BOWTS
Silverado Accident - Broken windsheild due to flying tire
Leak Detection Equipment
eductor for IAF broken and needs replaced.
P-38 Sump Pump does not pump out liquid
OW Filter Press Sump Pump Not Working Properly- Also extend piping into sump
Annual Sensor Inspection/Certification
Predictive Maintenance
Predictive Maintenance
Predictive Maintenance
Clean and calibrate pH meter
Clean and calibrate pH meter
Scum/Sludge Pump (under OWS) is OOC
PS 1351 Pump #2, motor is running but pump is not
J Pier West valt- Air actuator for sump pump is O.O.C
Pump 34B Coupler Damage.  Need new coupler
PS1341 P2 starts but does not pump
Four 2" and three 1" sandpipers need to be rebuilt
T5/6 valve by IW offload area is hard to open
IW Discharge flange on sand piper is broken
expansion join suction to P-304 leaking and needs replaced



Annual Sensor Inspection/Certification
Annual Sensor Inspection/Certification
Predictive Maintenance
Predictive Maintenance
Predictive Maintenance
Clean and calibrate pH meter
Test Run Electrical Generator
Test Run Electrical Generator
Annual Sensor Inspection/Certification
Annual Sensor Inspection/Certification
Annual Sensor Inspection/Certification
Predictive Maintenance
Predictive Maintenance
Clean and calibrate pH meter
Clean and calibrate pH meter
Test Run Electrical Generator
Clean and ship instrument to HACH for calibration.
Instrument certifications week 04
Annual Sensor Inspection/Certification
Annual Sensor Inspection/Certification
Semi Annual Predictive Maintenance  Service
Predictive Maintenance
Predictive Maintenance
Clean and calibrate pH meter
areas in facility and pump stations need preservation and painting.
Annual Sensor Inspection/Certification
Annual Sensor Inspection/Certification
Annual Sensor Inspection/Certification
Predictive Maintenance
Predictive Maintenance
Predictive Maintenance
Monthly Safety Equipment Certification/Inspection
Monthly Safety Equipment Inspection and or Certification
Annual Sensor Inspection/Certification
Annual Sensor Inspection/Certification
Annual Sensor Inspection/Certification
Predictive Maintenance
Predictive Maintenance
Monthly Safety Equipment Inspection and or Certification
Monthly Safety Equipment Inspection and or Certification
Leak Detection week 06
Annual Sensor Inspection/Certification
Treated Industrial Waste Clarifier Tank 7
Predictive Maintenance
Predictive Maintenance
Predictive Maintenance
Monthly Safety Equipment Inspection and or Certification
TRUCK SERVICE/ INSPECTION- Annual
Annual Sensor Inspection/Certification
Annual Sensor Inspection/Certification
Annual Sensor Inspection/Certification
Monthly Safety Equipment Certification/Inspection
Monthly Safety Equipment Inspection and or Certification
Vehicle Service Interveral Check
Vehicle Service Interveral Check



Annual Sensor Inspection/Certification
Annual Sensor Inspection/Certification
Annual Sensor Inspection/Certification
Monthly Safety Equipment Inspection and or Certification
Monthly Safety Equipment Inspection and or Certification
Vehicle Service Interveral Check
Vehicle Service Interveral Check
Vehicle Service Interveral Check
Annual Sensor Inspection/Certification
Mixer and Rake Lubrication
Monthly Safety Equipment Inspection and or Certification
2" Sandpiper for discharging OW processing needs to be rebuilt
Modify grating and install 1" sandpiper at R/O offload area sump to remove liquid
install new LED lighting at all pump stations at NBSD
Silverado 68395
Vehicle Service Annual Check
Mixer and Rake Lubrication
Poly hoses on the nutrient and caustic tanks are damaged
Forklift check engine light came on
Lab Upgrade
1341 Pump B not moving liquid
Anode inspections week 03
P/S 4 hinges for MCC panel for pumps 2 and 3 are broken.
Filter press plate # 4 leaks
LET # 2 skimming line leaks on top of LET.
filter press drain line valve broken
T1092 sludge pump leaking out of filter possible diaphram damage
Corrugated Roof over sodium hydroxide tank needs repair
P-38 Sump Pump Float needs to be re-located
Electrical Outlet (Upper) is bad on T42 side of wall
Chemical transfer pump use for AFFF not operating correctly
Lift Station 1346 both pumps need return lines plumbed
Boat house pump needs new air regulator.  Pumping too fast/hard
796 Generator leaking engine oil
Mixer and Rake Lubrication
Mixer and Rake Lubrication
Anode inspections week 09
sludge valvles and check valves from 402/403 leaking by and damaged and need replaced.
pump truck needs new air hose, old one is damaged.
LET 203 Sludge valve inlet to pump leaks by and processing valve leaks by.
polymer tank T-702 water solenoid not working properly.
Anode inspections week 13
Mixer and Rake Lubrication
Zinc Inspection
Zinc Inspection
Clean and calibrate pH meter
Zinc Inspection
Quarterly Biotrickler Service
Clean and calibrate pH meter
Clean and calibrate pH meter
Clean and calibrate pH meter
Predictive Maintenance
Predictive Maintenance
Predictive Maintenance
Test Run Electrical Generator



Test Run Electrical Generator
Vehicle Service Annual Check
Vehicle Service Annual Check
Lab upgrade:  paint walls and cabinets
Lift Station 1342 P2 not moving liquid
plate separator lids need repaired or replaced.
403 mixer motor wire cover broken off needs repaired.
pump station 13 pump 2 leaking in wet well.
pump station 7 pump 2 leaking in wet well.
pump station 7 pump 3 leaking into wet well.
BOWTS containment coating peeling
need check valve and flapper for check valve, used at pump station 7.
P-408 leaks needs repairs.
LET 202 influent valve leaks around shaft.
Recirc valve on sludge tanks 402/403 leaks by, needs replaced
T1092 sludge pump is not working properly. Suspect air spool valve
Zinc Inspection
Zinc Inspection
Vehicle Service Annual Check
Anode inspections week 34
Replace power supply card for the IW panel
Cycle Generators Monthly
Test Run Electrical Generator
Test Run Electrical Generator
Test Run Electrical Generator
Test Run Electrical Generator
Test Run Electrical Generator
Test Run Electrical Generator
Instrument certifications week 11
Annual Sensor Inspection/Certification
Annual Sensor Inspection/Certification
Annual Sensor Inspection/Certification
Annual Sensor Inspection/Certification
Annual Sensor Inspection/Certification
Annual Sensor Inspection/Certification
Annual Sensor Inspection/Certification
Annual Sensor Inspection/Certification
Annual Sensor Inspection/Certification
Clean and ship instrument to HACH for calibration.
Semi Annual Mixer Service
T1A Sump Pump not working
IW Sump Pump Running Continuously
NBCNI Leak Detection Alarm Investigation/Routine Alarm Conditions (pumping liners, drying cables)
NBSD Leak Detection Alarm Investigation/Routine Alarm Conditions (pumping liners, drying cables)
NAB Leak Detection Alarm Investigation/Routine Alarm Conditions (Pumping Liners, Drying Cables)
Need to Install Fall Protection Around Sensor Points at All Qual Walls
Mixer and Rake Lubrication
Mixer and Rake Lubrication
Mixer and Rake Lubrication
Mixer and Rake Lubrication
Cycle Generators Monthly
Test Run Electrical Generator
Test Run Electrical Generator
PS2 CO Monitor.  Verify CO Monitor is operating, and replace batteries as needed.
Pump Station 3 CO Monitor Maintenance



Semi Annual Predictive Maintenance  Service
Semi Annual Predictive Maintenance  Service
Predictive Maintenance
Predictive Maintenance
Predictive Maintenance
Predictive Maintenance
Test Run Electrical Generator
Test Run Electrical Generator
Fall Protection Netting
Test Run Electrical Generator
Predictive Maintenance
Predictive Maintenance
Predictive Maintenance
Predictive Maintenance
Predictive Maintenance
Instrument certifications week 09
Annual Sensor Inspection/Certification
Test Run Electrical Generator
Test Run Electrical Generator
Predictive Maintenance
Predictive Maintenance
Predictive Maintenance
Predictive Maintenance
Predictive Maintenance
Annual Sensor Inspection/Certification
Annual Sensor Inspection/Certification
Annual Sensor Inspection/Certification
Annual Sensor Inspection/Certification
Annual Sensor Inspection/Certification
Annual Sensor Inspection/Certification
Predictive Maintenance
Predictive Maintenance
Predictive Maintenance
Predictive Maintenance
Predictive Maintenance
Predictive Maintenance
Annual Sensor Inspection/Certification
Annual Sensor Inspection/Certification
Annual Sensor Inspection/Certification
Annual Sensor Inspection/Certification
Annual Sensor Inspection/Certification
Annual Sensor Inspection/Certification
Predictive Maintenance
Semi Annual Predictive Maintenance  Service
Predictive Maintenance
Predictive Maintenance
Predictive Maintenance
Predictive Maintenance
Annual Sensor Inspection/Certification
Annual Sensor Inspection/Certification
Annual Sensor Inspection/Certification
Semi Annual Mixer Service
Mixer and Rake Lubrication
Predictive Maintenance
Predictive Maintenance



Predictive Maintenance
Predictive Maintenance
Predictive Maintenance
Monthly Safety Equipment Inspection and or Certification
Annual Sensor Inspection/Certification
Annual Sensor Inspection/Certification
Mixer and Rake Lubrication
Predictive Maintenance
Predictive Maintenance
Predictive Maintenance
Monthly Safety Equipment Inspection and or Certification
Annual Sensor Inspection/Certification
Annual Sensor Inspection/Certification
Instrument certifications week 14
Mixer and Rake Lubrication
Predictive Maintenance
Predictive Maintenance
Monthly Safety Equipment Inspection and or Certification
Monthly Safety Equipment Inspection and or Certification
Annual Sensor Inspection/Certification
Annual Sensor Inspection/Certification
Clean and calibrate pH meter
Mixer and Rake Lubrication
Predictive Maintenance
Predictive Maintenance
Predictive Maintenance
Monthly Safety Equipment Certification/Inspection
Air regulators for S-1 and S-2 are damaged and need replaced.
insatll LED lighting at all pump stations at NBSD.
P28A switch from packing to mechanical seal
P28B switch from packing to mechanical seal
NAB recoating the floor
Monthly Safety Equipment Inspection and or Certification
Mixer and Rake Lubrication
Mixer and Rake Lubrication
Predictive Maintenance
Predictive Maintenance
Predictive Maintenance
2 chemical 1" sand pipers need modified with different parts for chemical transfer.
Zinc Inspection
Monthly Safety Equipment Inspection and or Certification
Monthly Safety Equipment Certification/Inspection
Clean and calibrate pH meter
Predictive Maintenance
Predictive Maintenance
Predictive Maintenance
Zinc Inspection
Test Run Electrical Generator
Monthly Safety Equipment Inspection and or Certification
Monthly Safety Equipment Inspection and or Certification
Clean and calibrate pH meter
Clean and calibrate pH meter
Monthly Safety Equipment Inspection and or Certification
Monthly Safety Equipment Inspection and or Certification
Monthly Safety Equipment Certification/Inspection



Monthly Safety Equipment Inspection and or Certification
Monthly Safety Equipment Inspection and or Certification
Monthly Safety Equipment Inspection and or Certification
T-402 mixer motor is grinding and shaft wobling.
surface rust on LET foundations
Vac trailer back tires are down to the ware bar and need replaced.
verious sand pipers need rebuilt.
Electrical panel on plate separator: mixer, RO pump, sludge pump not working.  Tripping feed pumps
Monthly Safety Equipment Inspection and or Certification
Polymer tank T-21 sight glass needs to be replaced
Air valves at 10 tanks need replaced
Portable treatment pump with cart of RO treatment
LS 1342 Pump 2 has leaking flange
ball valve, check valve and expansion joints need replaced at receiving basin
Float actuator not woking at boathouse. Replace with new actuator
T7 Paint Sludge Pipe



WORKTYPE STATUS STATUSDATE ASSETNUM LOCATION JPNUM
PM COMP 06/25/2015 15:38:35 NTP37PD NBCNI 9032SAN
PM COMP 06/25/2015 15:38:35 NTP1AMXA NBCNI 9032SAN
PM COMP 06/25/2015 15:38:35 NTP1AMXB NBCNI 9032SAN
PM COMP 06/25/2015 15:38:35 NLS1342PCA NBCNI 9032SAN
PM COMP 06/25/2015 15:38:35 NLS1342PCB NBCNI 9032SAN
PM COMP 06/25/2015 15:38:35 NLS796PCA NBCNI 9032SAN
PM COMP 06/25/2015 15:38:35 NLS796PCB NBCNI 9032SAN
PM COMP 06/25/2015 15:38:35 NTP6ABPCB NBCNI 9032SAN
PM COMP 06/25/2015 15:38:35 NTP8PCA NBCNI 9032SAN
PM COMP 06/25/2015 15:38:35 NTP8PCB NBCNI 9032SAN
PM COMP 06/25/2015 15:38:35 NTP33PDA NBCNI 9032SAN
PM COMP 06/25/2015 15:38:35 NTP33PDB NBCNI 9032SAN
PM COMP 06/25/2015 15:38:35 NTP23BOSPDA NBCNI 9032SAN
PM COMP 06/25/2015 15:38:35 NTP4BMXA NBCNI 9032SAN
PM COMP 06/25/2015 15:38:35 NTP4BMXB NBCNI 9032SAN
PM COMP 06/25/2015 15:38:35 NTP5ABPCA NBCNI 9032SAN
PM COMP 06/25/2015 15:38:35 NTP5ABPCB NBCNI 9032SAN
PM COMP 06/25/2015 15:38:35 NTP6ABPCA NBCNI 9032SAN
PM COMP 06/25/2015 15:38:35 9032SAN
PM COMP 06/25/2015 15:38:35 NTP23BOSPDB NBCNI 9032SAN
PM COMP 06/25/2015 15:38:35 NTP31PDA NBCNI 9032SAN
PM COMP 06/25/2015 15:38:35 NTP4BPCA NBCNI 9032SAN
PM COMP 06/25/2015 15:38:35 NTP4BPC NBCNI 9032SAN
PM COMP 06/25/2015 15:38:35 NTP901PC NBCNI 9032SAN
PM COMP 06/25/2015 15:38:35 NTP1ABPCA NBCNI 9032SAN
PM COMP 06/25/2015 15:38:35 NTP1ABPCB NBCNI 9032SAN
PM COMP 06/25/2015 15:38:35 NTP31PDB NBCNI 9032SAN
PM COMP 06/25/2015 15:38:35 NTP32PDA NBCNI 9032SAN
PM COMP 06/25/2015 15:38:35 NTP32PDB NBCNI 9032SAN
PM COMP 06/25/2015 15:38:35 NTP24ADAPVPA NBCNI 9032SAN
PM COMP 06/25/2015 15:38:35 NTP24ADAPVPB NBCNI 9032SAN
PM COMP 06/25/2015 15:38:35 NTP34PCA 9032SAN
PM COMP 06/25/2015 15:38:35 NTP34PCB 9032SAN
PM COMP 06/25/2015 15:38:35 NTP24BIAPCB NBCNI 9032SAN
PM COMP 06/25/2015 15:38:35 NTPOWPD35A NBCNI 9032SAN
PM COMP 06/25/2015 15:38:35 NTPOWPD35B NBCNI 9032SAN
PM COMP 06/25/2015 15:38:35 9032SAN
PM COMP 06/25/2015 15:38:35 STP401PCA 9032SAN
PM COMP 06/25/2015 15:38:35 9032SAN
PM COMP 06/25/2015 15:38:35 NTP34PCB 9032SAN
PM COMP 06/25/2015 15:38:35
PM COMP 06/25/2015 15:38:35 STP401PCB 9032SAN
PM COMP 06/25/2015 15:38:35 NTP34PCA 9032SAN
PM COMP 06/25/2015 15:38:35
PM COMP 06/25/2015 15:38:35
PM COMP 06/25/2015 15:38:35 STP401PCB 9012SAN
PM COMP 06/25/2015 15:38:35 STP401PCA 9012SAN
PM COMP 06/25/2015 15:38:35 9012SAN
PM COMP 06/25/2015 15:38:35 9012SAN
PM COMP 06/25/2015 15:38:35 NTP34PCA 9012SAN
PM COMP 06/25/2015 15:38:35 NTP34PCB 9012SAN
CM COMP 03/24/2015 11:18:42 NBSD
CM COMP 03/24/2015 11:18:42 NBSD
PM COMP 06/25/2015 15:38:35 STP203PD NBSD 9032SAN



PM COMP 06/25/2015 15:38:35 STP301PDA NBSD 9032SAN
PM COMP 06/25/2015 15:38:35 STP301PDB NBSD 9032SAN
PM COMP 06/25/2015 15:38:35 NTP24ADARK NBCNI 9011SAN
PM COMP 06/25/2015 15:38:35 STP300PDB NBSD 9032SAN
PM COMP 06/25/2015 15:38:35 STP502OSPD NBSD 9032SAN
PM COMP 06/25/2015 15:38:35 NLS795CM NBCNI 9011SAN
PM COMP 06/25/2015 15:38:35 STP300PDA NBSD 9032SAN
PM COMP 06/25/2015 15:38:35 STP502OSMXB NBSD 9032SAN
PM COMP 06/25/2015 15:38:35 STP502OSMXA NBSD 9032SAN
PM COMP 06/25/2015 15:38:35 9031MN
PM COMP 06/25/2015 15:38:35 STP203RK NBSD 9032SAN
PM COMP 06/25/2015 15:38:35 PTP203OSPDA NBPL 9032SAN
PM COMP 06/25/2015 15:38:35 PTP203OSPDB NBPL 9032SAN
PM COMP 06/25/2015 15:38:35 NTPAMC NBCNI 9031AN
PM COMP 06/25/2015 15:38:35 NTPAMD NBCNI 9031AN
PM COMP 06/25/2015 15:38:35 NTP4BLI NBCNI 9032AN
PM COMP 06/25/2015 15:38:35 NTP36LI NBCNI 9032AN
PM COMP 06/25/2015 15:38:35 9032AN
PM COMP 06/25/2015 15:38:35 9031SAN
PM COMP 06/25/2015 15:38:35 NTP901PC NBCNI 9032SAN
PM COMP 06/25/2015 15:38:35 9032SAN
PM COMP 06/25/2015 15:38:35 PTP203OSPDC NBPL 9032SAN
PM COMP 06/25/2015 15:38:35 STP501IAPCB NBSD 9032SAN
PM COMP 06/25/2015 15:38:35 NTP7RK NBCNI 9011SAN
PM COMP 06/25/2015 15:38:35 PTP204IAPCB NBPL 9032SAN
PM COMP 06/25/2015 15:38:35 PPS2PDB NBPL 9032SAN
PM COMP 06/25/2015 15:38:35 PPS2PDA NBPL 9032SAN
PM COMP 06/25/2015 15:38:35 PTP203OSPDD NBPL 9032SAN
PM COMP 06/25/2015 15:38:35 PTPEBMX NBPL 9032SAN
PM COMP 06/25/2015 15:38:35 PTPPOMX NBPL 9032SAN
PM COMP 06/25/2015 15:38:35 PTPSHMX NBPL 9032SAN
PM COMP 06/25/2015 15:38:35 STP502IAPCA NBSD 9032SAN
PM COMP 06/25/2015 15:38:35 STP502IAPCB NBSD 9032SAN
PM COMP 06/25/2015 15:38:35 PTP204IAPCC NBPL 9032SAN
PM COMP 06/25/2015 15:38:35 PPS3PDA NBPL 9032SAN
PM COMP 06/25/2015 15:38:35 9032SAN
PM COMP 06/25/2015 15:38:35 PPS3PDB NBPL 9032SAN
PM COMP 06/25/2015 15:38:35 STP401PCA 9032SAN
PM COMP 06/25/2015 15:38:35 STP401PCB 9032SAN
PM COMP 06/25/2015 15:38:35 PTP203MXA NBPL 9032SAN
PM COMP 06/25/2015 15:38:35 PTP203MXB NBPL 9032SAN
PM COMP 06/25/2015 15:38:35 PTP204IAPCA NBPL 9032SAN
PM COMP 06/25/2015 15:38:35 NTP34PCA 9032SAN
PM COMP 06/25/2015 15:38:35 NTP34PCB 9032SAN
PM COMP 06/25/2015 15:38:35 9031AN
PM COMP 06/25/2015 15:38:35 9032SAN
PM COMP 06/25/2015 15:38:35 NLS796PCA NBCNI 9032SAN
PM COMP 06/25/2015 15:38:35 NLS796PCB NBCNI 9032SAN
PM COMP 06/25/2015 15:38:35 9011SAN
PM COMP 06/25/2015 15:38:35 NTP5ABPCA NBCNI 9032SAN
PM COMP 06/25/2015 15:38:35 NTP5ABPCB NBCNI 9032SAN
PM COMP 06/25/2015 15:38:35 9002MN3
PM COMP 06/25/2015 15:38:35 NTPACIDLI 9032AN
PM COMP 06/25/2015 15:38:35 NTPBASELI 9032AN
PM COMP 06/25/2015 15:38:35 9017AN



PM COMP 06/25/2015 15:38:35 PPS2SPHL 9032AN
PM COMP 06/25/2015 15:38:35 POS21MHHHB 9032AN
PM COMP 06/25/2015 15:38:35 PPS3SPHL 9032AN
PM COMP 06/25/2015 15:41:38 POS31LI NBPL 9032AN
PM COMP 06/25/2015 15:41:38 POS31HH NBPL 9032AN
PM COMP 06/25/2015 15:41:38 POS31MHHH NBPL 9032AN
PM COMP 06/25/2015 15:41:38 PTP201LI NBPL 9032AN
PM COMP 06/25/2015 15:41:38 PTP202LI NBPL 9032AN
PM COMP 06/25/2015 15:38:35 9002MN3
PM COMP 06/25/2015 15:38:35 9002MN3
PM COMP 06/25/2015 15:38:35 9032AN
PM COMP 06/25/2015 15:41:38 NLS1342LI NBCNI 9032AN
PM COMP 06/25/2015 15:41:38 NLS1341LI NBCNI 9032AN
PM COMP 06/25/2015 15:41:38 NLS1340LI NBCNI 9032AN
PM COMP 06/25/2015 15:41:38 PTP201HH NBPL 9032AN
PM COMP 06/25/2015 15:41:38 PTP202HH NBPL 9032AN
PM COMP 06/25/2015 15:41:38 PTP203OSLI NBPL 9032AN
PM COMP 06/25/2015 15:41:38 NTP4ABSPAHL NBCNI 9032AN
PM COMP 06/25/2015 15:41:38 NTPWW1095HL NBCNI 9032AN
PM COMP 06/25/2015 15:41:38 NTP38PHL NBCNI 9032AN
PM COMP 06/25/2015 15:41:38 NTPBTLI NBCNI 9032AN
PM COMP 06/25/2015 15:41:38 NTP23BOSLI NBCNI 9032AN
PM COMP 06/25/2015 15:41:38 NTP24BIALI NBCNI 9032AN
PM COMP 06/25/2015 15:41:38 NTP1ABSPAHL NBCNI 9032AN
PM COMP 06/25/2015 15:41:38 POS21LI 9032AN
PM COMP 06/25/2015 15:41:38 PTP204IALI NBPL 9032AN
PM COMP 06/25/2015 15:41:38 POS21MHHHA 9032AN
PM COMP 06/25/2015 15:41:38 NLS795LI NBCNI 9032AN
PM COMP 06/25/2015 15:41:38 NLS796LI NBCNI 9032AN
PM COMP 06/25/2015 15:41:38 NLS1346LI NBCNI 9032AN
PM COMP 06/25/2015 15:41:38 9031MN
CM COMP 06/30/2015 11:47:36 NAB
PM COMP 06/25/2015 15:41:38 NTP1ABSPBHL NBCNI 9032AN
PM COMP 06/25/2015 15:41:38 9032AN
PM COMP 06/25/2015 15:41:38 9009SAN
PM COMP 06/25/2015 15:41:38 9032AN
PM COMP 06/25/2015 15:41:38 POS21HH 9032AN
PM COMP 06/25/2015 15:41:38 NTP4ABSPBHL NBCNI 9032AN
PM COMP 06/25/2015 15:41:38 9032AN
PM COMP 06/25/2015 15:41:38 9032SAN
PM COMP 06/25/2015 15:41:38 NTP34PCA 9032SAN
PM COMP 06/25/2015 15:41:38 NTP34PCB 9032SAN
CM INPRG 06/30/2015 17:53:07 NAB
CM INPRG 07/01/2015 10:43:45 NBSD
CM INPRG 07/01/2015 10:43:45 NBSD
CM INPRG 07/01/2015 10:43:45 NBSD
CM INPRG 07/01/2015 10:43:45 NBSD
CM COMP 07/13/2015 16:00:00 NBSD
CM INPRG 07/01/2015 10:51:26 NBSD
CM COMP 07/02/2015 12:07:13 NBCNI
PM COMP 07/07/2015 14:11:32 FTANINSP
PM COMP 07/07/2015 14:10:54 NTPFT NBCNI FTANINSP
PM COMP 06/01/2015 10:44:44 STP501OSPH NBSD 9020MN4
PM COMP 06/01/2015 10:46:10 STP502OSPH NBSD 9020MN4
PM COMP 06/30/2015 17:21:03 NTPBTPH NBCNI 9020MN4



PM COMP 06/10/2015 22:36:00 STP501OSPH NBSD 9020MN4
PM COMP 07/16/2015 12:54:00 NTPBTTK NBCNI 9018QT6
CM COMP 05/13/2015 11:53:03 NBSD
CM TRANS 06/30/2015 17:19:35 NBCNI
CM COMP 05/29/2015 15:01:52 NBCNI
CM COMP 05/29/2015 14:59:25 NBCNI
CM COMP 05/29/2015 14:49:36 NBCNI
CM TRANS 06/30/2015 17:19:35 NTP24ADATK NBCNI
CM TRANS 06/30/2015 17:19:35 NBCNI
PM COMP 06/30/2015 11:47:22 9031MN
PM INPRG 08/12/2015 15:39:20 NTP24ADATK NBCNI DAFCHAIN
PM WSCH 07/05/2015 11:55:36 9017MN5
PM COMP 06/10/2015 11:11:22 9013AN2
PM COMP 06/10/2015 11:09:08 STP501OSAN NBSD 9013AN2
PM COMP 06/25/2015 14:10:06 STPSBA NBSD 9031MN
PM COMP 06/25/2015 14:11:10 STPSBB NBSD 9031MN
PM WSCH 07/05/2015 11:55:58 9032AN
PM INPRG 08/07/2015 14:58:16 ATP102SPHL NAB 9032AN
PM INPRG 08/07/2015 14:58:16 ATP101SPHL NAB 9032AN
PM COMP 06/10/2015 11:10:18 STP502OSAN NBSD 9013AN2
PM COMP 06/25/2015 14:12:06 STPTPA NBSD 9031MN
PM COMP 06/25/2015 14:13:28 STPEBA NBSD 9031MN
PM INPRG 08/07/2015 14:58:16 ATP101HH NAB 9032AN
PM COMP 07/31/2015 14:36:43 NPS1351LLD NBCNI 9001LDAN
PM COMP 06/10/2015 11:36:27 9002DY
PM COMP 06/10/2015 11:32:48 SPS4CP NBSD 9002DY
PM COMP 06/02/2015 10:31:07 NTP34TK NBCNI 9023RC
PM COMP 06/09/2015 14:29:35 S3588SCADUPS NBSD UPSINSP
PM COMP 07/07/2015 12:03:41 NTP23BOSPH NBCNI 9020MN4
PM WSCH 07/05/2015 11:56:49 9031MN
PM COMP 06/10/2015 11:33:38 SPS7CP NBSD 9002DY
PM COMP 06/10/2015 11:34:21 SPS13CP NBSD 9002DY
PM COMP 06/10/2015 11:35:07 STP301CP NBSD 9002DY
PM COMP 06/10/2015 11:35:46 STP304CP NBSD 9002DY
PM COMP 06/10/2015 11:19:38 STP101CP NBSD 9002AN
PM COMP 06/10/2015 11:26:06 STP900CP NBSD 9002AN
PM COMP 06/10/2015 11:25:29 STP302CP NBSD 9002AN
PM COMP 06/09/2015 14:30:08 S3588PLCUPS NBSD UPSINSP
PM COMP 06/25/2015 10:23:14 SPS2PLCUPS NBSD UPSINSP
PM COMP 06/25/2015 10:24:09 SPS2HUPS NBSD UPSINSP
PM COMP 06/25/2015 10:25:04 SPS4PLCUPS NBSD UPSINSP
PM COMP 05/01/2015 14:57:02 STP502OSPH NBSD 9020MN4
PM COMP 05/03/2015 12:58:30 PTP203OSPH NBPL 9020MN4
PM COMP 06/10/2015 11:24:53 SPS2CP NBSD 9002AN
PM COMP 06/10/2015 11:24:14 STP402CP NBSD 9002AN
PM COMP 06/10/2015 11:23:32 STP303CP NBSD 9002AN
PM COMP 06/30/2015 11:44:04 NBCNI 9024SAN
CM COMP 04/14/2015 09:55:12 NBSD
CM COMP 05/05/2015 10:58:17 NBSD
PM COMP 06/25/2015 10:26:21 SPS4HUPS NBSD UPSINSP
PM COMP 06/09/2015 14:31:50 SPS7PLCUPS NBSD UPSINSP
PM COMP 06/09/2015 14:32:18 SPS7HUPS NBSD UPSINSP
PM COMP 06/30/2015 11:46:21 NTPAMA NBCNI 9031AN
PM COMP 05/14/2015 09:55:30 NTPAMC NBCNI 9031AN
PM COMP 06/16/2015 11:15:41 NTP23AOSCO NBCNI 9024SAN



PM COMP 06/23/2015 11:16:15 NTP23BOSCO NBCNI 9024SAN
PM COMP 06/09/2015 14:32:41 SPS9PLCUPS NBSD UPSINSP
PM COMP 06/09/2015 14:33:07 SPS9HUPS NBSD UPSINSP
PM COMP 06/09/2015 14:33:34 SPS13PLCUPS NBSD UPSINSP
PM COMP 05/14/2015 09:54:25 NTPAMD NBCNI 9031AN
PM COMP 05/14/2015 10:01:02 NTPSCBAA NBCNI 9031AN
PM COMP 06/23/2015 11:15:45 NTP24BIACO NBCNI 9024SAN
PM COMP 06/30/2015 11:42:53 9017MN5
PM COMP 06/09/2015 14:34:01 SPS13HUPS NBSD UPSINSP
PM COMP 06/23/2015 09:45:18 N788SCADAUPS NBCNI UPSINSP
PM COMP 06/23/2015 09:45:52 N788MUPS NBCNI UPSINSP
PM COMP 06/23/2015 09:46:30 NTPBTFUPS NBCNI UPSINSP
PM COMP 04/23/2015 11:19:20 STPSBA NBSD 9031MN
PM COMP 04/23/2015 11:21:30 STPSBB NBSD 9031MN
PM COMP 06/25/2015 10:22:13 SPS13GN NBSD 9017MN5
PM COMP 06/25/2015 13:13:37 NTP1ABSPBHL NBCNI 9032AN
PM COMP 06/03/2015 14:45:20 NLS1346LI NBCNI 9032AN
PM COMP 06/23/2015 09:50:04 NPS795UPS NBCNI UPSINSP
PM COMP 06/23/2015 09:49:26 NPS796UPS NBCNI UPSINSP
PM COMP 06/23/2015 09:48:37 NPS1351UPS NBCNI UPSINSP
CM TRANS 06/30/2015 17:19:35 NTP6BMX NBCNI
CM COMP 04/15/2015 11:20:59 NBCNI
CM COMP 04/29/2015 14:46:47 NBCNI
PM COMP 05/05/2015 11:31:40 SPS13GN NBSD 9017MN5
PM COMP 06/03/2015 14:46:13 NLS1342LI NBCNI 9032AN
PM COMP 06/25/2015 15:51:08 NTP23BOSLI NBCNI 9032AN
PM COMP 06/25/2015 15:57:21 NTP24BIALI NBCNI 9032AN
PM COMP 06/23/2015 09:47:57 NPS1352UPS NBCNI UPSINSP
PM COMP 06/23/2015 09:47:14 NPSKUPS NBCNI UPSINSP
PM COMP 06/30/2015 11:48:32 APLCUPS NAB UPSINSP
CM TRANS 07/01/2015 11:30:40 NBPL
CM TRANS 07/01/2015 11:30:40 NBPL
PM COMP 05/05/2015 11:33:49 STP3588GN NBSD 9017MN5
PM COMP 05/14/2015 10:08:37 NLS796GN NBCNI 9017MN5
PM COMP 06/25/2015 13:12:06 NTP1ABSPAHL NBCNI 9032AN
PM COMP 06/25/2015 15:58:08 NTP4ABSPBHL NBCNI 9032AN
CM TRANS 07/01/2015 11:30:40 NBPL
PM COMP 05/07/2015 01:00:00 NLS795GN NBCNI 9017MN5
PM WSCH 05/03/2015 12:41:13 9001LDAN
PM WSCH 06/02/2015 10:01:43 9032AN
PM TRANS 06/30/2015 17:41:05 NTP8LI NBCNI 9032AN
PM COMP 06/03/2015 14:51:47 NTP25ALI NBCNI 9032AN
CM COMP 06/30/2015 12:22:58 NBSD
PM COMP 05/14/2015 10:06:11 NPS1351LDB NBCNI 9001LDAN
PM COMP 05/14/2015 10:06:52 NPS1352LDB NBCNI 9001LDAN
PM COMP 05/14/2015 10:10:36 NTPGIWLD NBCNI 9001LDAN
PM COMP 06/03/2015 14:50:40 NTP25AHH NBCNI 9032AN
PM COMP 06/25/2015 16:13:06 9032AN
PM COMP 06/25/2015 16:13:06 PPS2SPHL 9032AN
CM COMP 08/13/2015 10:51:21 NTP28PB NBCNI
CM COMP 07/24/2015 15:34:29 NBCNI
CM INPRG 06/30/2015 11:09:24 NLS1346PCA NBCNI
CM INPRG 06/30/2015 11:21:23 NTP24ADATK NBCNI
CM COMP 07/09/2015 15:10:06 NBPL
CM COMP 07/02/2015 17:12:00 NBSD



CM INPRG 07/01/2015 10:43:45 NBSD
PM COMP 05/14/2015 10:11:19 NTPOWLD NBCNI 9001LDAN
PM COMP 05/29/2015 15:12:11 AOSPILD NAB 9001LDAN
PM COMP 06/01/2015 09:46:11 NBCNI
PM COMP 06/15/2015 14:28:22 NTP23BOSPH NBCNI 9020MN4
PM COMP 06/25/2015 16:13:06 POS21MHHHB 9032AN
PM COMP 06/25/2015 16:13:06 PPS3SPHL 9032AN
PM COMP 06/25/2015 12:37:26 PTP203OSLI NBPL 9032AN
CM INPRG 07/01/2015 10:43:45 NBSD
CM INPRG 07/01/2015 10:43:45 NBSD
CM INPRG 07/01/2015 10:43:45 NBSD
CM INPRG 07/01/2015 10:43:45 NBSD
CM INPRG 07/01/2015 10:43:45 NBSD
CM COMP 08/06/2015 16:04:01 NBSD
CM COMP 07/06/2015 11:39:43 NBCNI
CM COMP 07/29/2015 15:25:14 NBCNI
PM INPRG 06/30/2015 17:23:44 NTP1ATK NBCNI 9023RC
PM COMP 06/23/2015 09:43:47 NTPBTPH NBCNI 9020MN4
PM COMP 06/25/2015 12:38:16 POS21HH NBPL 9032AN
PM COMP 06/29/2015 09:25:30 NTP24ADAPH NBCNI 9020MN4
PM INPRG 06/30/2015 17:40:12 NTP8LI NBCNI 9032AN
PM COMP 07/31/2015 14:45:38 ATP102PH NAB 9020MN4
PM COMP 06/01/2015 09:45:26 NTPOWSK NBCNI NSASDSK
PM COMP 06/01/2015 09:44:38 NTPRLSK NBCNI NSASDSK
PM COMP 06/29/2015 10:10:34 ATP102PH NAB 9020MN4
PM COMP 06/12/2015 11:54:35 SPS4GN NBSD 9017MN5
PM COMP 06/12/2015 11:53:08 SPS7GN NBSD 9017MN5
PM COMP 06/11/2015 21:54:00 STP3588GN NBSD 9017MN5
PM COMP 06/30/2015 11:37:59 NBCNI 9031MN
PM COMP 06/30/2015 11:37:59 NTPTPA NBCNI 9031MN
PM COMP 07/12/2015 11:06:36 SPS13GN NBSD 9017MN5
PM COMP 07/13/2015 11:24:36 STP3588GN NBSD 9017MN5
PM COMP 07/16/2015 11:11:13 NLS796GN NBCNI 9017MN5
PM COMP 07/10/2015 17:31:55 NLS795GN NBCNI 9017MN5
PM WSCH 07/05/2015 11:55:53 9032AN
PM INPRG 07/07/2015 11:44:53 NPS1351LI NBCNI 9032AN
PM INPRG 07/07/2015 11:44:53 NPS1351HH NBCNI 9032AN
PM INPRG 08/07/2015 14:58:16 ATP101LI NAB 9032AN
PM INPRG 08/07/2015 14:58:16 ATP103HL NAB 9032AN
PM WSCH 07/05/2015 11:56:11 9001LDAN
PM COMP 07/31/2015 14:38:43 NPS1351LDC NBCNI 9001LDAN
PM INPRG 07/07/2015 11:44:53 NPS1351LDD NBCNI 9001LDAN
PM COMP 07/29/2015 14:36:00 NTP24ADAPH NBCNI 9020MN4
PM COMP 07/16/2015 17:00:00 NTPBTPH NBCNI 9020MN4
PM COMP 08/04/2015 16:04:21 STP502OSPH NBSD 9020MN4
PM INPRG 08/07/2015 14:58:16 ATP102PH NAB 9020MN4
PM COMP 08/10/2015 12:08:35 PTP203OSPH NBPL 9020MN4
PM COMP 07/31/2015 14:40:59 NTPTPA NBCNI 9031MN
PM COMP 08/04/2015 16:05:50 STP501OSPH NBSD 9020MN4
PM COMP 07/29/2015 16:12:55 NTPSCBAA NBCNI 9031MN
PM COMP 07/29/2015 16:10:43 NTPSCBAB NBCNI 9031MN
PM COMP 07/29/2015 16:12:13 NTPEBA NBCNI 9031MN
PM COMP 07/31/2015 14:43:21 NBCNI 9031MN
PM COMP 08/10/2015 11:11:27 SPS4GN NBSD 9017MN5
PM COMP 08/10/2015 11:09:10 SPS7GN NBSD 9017MN5



PM COMP 08/10/2015 11:10:19 SPS13GN NBSD 9017MN5
PM COMP 08/10/2015 11:07:57 STP3588GN NBSD 9017MN5
PM COMP 08/07/2015 11:59:37 STP204AN NBSD 9013AN2
PM INPRG 08/12/2015 15:39:20 NTP24ADATK NBCNI DAFCHAIN
PM WSCH 08/06/2015 10:29:23 9017MN5
PM COMP 04/25/2015 20:06:00 NTP24ADAPH NBCNI 9020MN4
PM COMP 04/25/2015 20:00:00 NTP23BOSPH NBCNI 9020MN4
PM COMP 06/16/2015 11:15:21 NTP24ADAPH NBCNI 9020MN4
PM COMP 06/23/2015 09:39:31 NLS796GN NBCNI 9017MN5
PM COMP 06/15/2015 14:30:16 NLS795GN NBCNI 9017MN5
PM COMP 06/30/2015 11:37:59 NTPSCBAA NBCNI 9031MN
PM COMP 06/30/2015 11:37:59 NTPSCBAB NBCNI 9031MN
PM COMP 05/02/2015 13:56:40 NTPBTPH NBCNI 9020MN4
PM COMP 05/04/2015 15:30:00 PTP203OSPH NBPL 9020MN4
PM COMP 05/04/2015 15:36:00 PPS2COM NBPL
PM COMP 05/04/2015 15:42:00 PPS3COM NBPL
PM WSCH 05/03/2015 12:41:49
PM COMP 06/30/2015 11:40:58 9031SAN
PM WSCH 06/02/2015 10:01:10 9032AN
PM COMP 06/25/2015 15:58:41 NTP4ABSPAHL NBCNI 9032AN
PM COMP 06/30/2015 11:37:59 NTPEBA NBCNI 9031MN
PM COMP 06/30/2015 11:46:43 9031MN
PM WSCH 04/06/2015 14:23:46 9031AN
PM COMP 05/14/2015 09:59:53 NTPSCBAB NBCNI 9031AN
PM COMP 06/01/2015 09:47:38 NBCNI 9031MN
PM COMP 06/01/2015 09:46:51 NBCNI 9031MN
PM COMP 06/01/2015 09:46:51 NTPTPA NBCNI 9031MN
PM COMP 06/25/2015 13:10:40 NTPWW1095HL NBCNI 9032AN
PM COMP 06/29/2015 09:34:26 NTP38PHL NBCNI 9032AN
PM TRANS 06/30/2015 17:41:05 NTPBTLI NBCNI 9032AN
PM COMP 06/15/2015 14:34:28 NTP304TK NBCNI 9023RC
PM COMP 06/30/2015 11:48:32 UPSINSP
PM COMP 05/14/2015 09:52:15 NTPTPA NBCNI 9031MN
PM COMP 06/01/2015 09:47:38 NTPSCBAA NBCNI 9031MN
PM COMP 06/01/2015 09:46:51 NTPSCBAA NBCNI 9031MN
PM COMP 06/01/2015 09:46:51 NTPSCBAB NBCNI 9031MN
PM COMP 06/15/2015 14:42:12 NLS795LI NBCNI 9032AN
PM COMP 06/15/2015 14:41:37 NLS796LI NBCNI 9032AN
PM COMP 06/15/2015 14:41:03 NLS1341LI NBCNI 9032AN
PM COMP 06/25/2015 11:47:14 PPLCUPS NBPL UPSINSP
PM COMP 06/23/2015 09:44:42 NOWTPPLCUPS NBCNI UPSINSP
CM COMP 06/11/2015 15:59:30 NBSD
CM TRANS 06/30/2015 17:19:35 NBCNI
CM TRANS 07/01/2015 10:43:03 NBSD
CM TRANS 07/01/2015 11:30:40 NBPL
CM TRANS 06/30/2015 17:19:35 NBCNI
CM COMP 06/29/2015 08:59:41 NBCNI
PM COMP 06/01/2015 09:47:38 NTPSCBAB NBCNI 9031MN
PM COMP 06/01/2015 09:46:51 NTPEBA NBCNI 9031MN
PM COMP 06/15/2015 14:40:22 NLS1340LI NBCNI 9032AN
PM COMP 06/25/2015 12:34:02 POS31LI NBPL 9032AN
PM COMP 06/25/2015 12:34:29 POS31HH NBPL 9032AN
PM COMP 05/14/2015 09:53:37 NTPEBA NBCNI 9031MN
PM COMP 04/23/2015 11:21:59 STPTPA NBSD 9031MN
PM COMP 06/25/2015 16:21:11 9031MN



PM COMP 06/25/2015 10:49:40 STPSBA NBSD 9031MN
PM COMP 06/25/2015 12:34:58 POS31MHHH NBPL 9032AN
PM COMP 06/25/2015 12:35:38 PTP201LI NBPL 9032AN
CM TRANS 06/30/2015 17:19:35 NTP4BPC NBCNI
CM TRANS 06/30/2015 17:19:35 NBCNI
CM INPRG 06/30/2015 10:51:17 NTP1BMXB NBCNI
CM INPRG 06/30/2015 10:56:34 NTP3PV NBCNI
CM COMP 08/13/2015 10:45:52 NTP28PA NBCNI
CM INPRG 06/30/2015 11:13:20 NLS796GN NBCNI
CM INPRG 06/30/2015 11:16:07 NTP6BMX NBCNI
CM COMP 08/14/2015 10:53:22 NTP21PA NBCNI
CM INPRG 06/30/2015 11:19:38 NPRK3RI NBCNI
CM COMP 07/06/2015 14:28:40 NBCNI
CM COMP 07/31/2015 14:17:32 NTP16PA NBCNI
CM INPRG 06/30/2015 11:27:04 NTPOWP38B NBCNI
PM COMP 04/23/2015 11:22:33 STPEBA NBSD 9031MN
CM COMP 06/25/2015 11:26:01 NTP32PA NBCNI
CM COMP 05/29/2015 15:02:48 NBCNI
CM TRANS 06/30/2015 17:19:35 NTP21PA NBCNI
CM COMP 05/14/2015 09:49:16 NBCNI
CM COMP 05/18/2015 13:35:06 NBCNI
PM COMP 06/25/2015 10:50:33 STPSBB NBSD 9031MN
PM COMP 06/25/2015 10:51:15 STPTPA NBSD 9031MN
PM COMP 06/25/2015 12:36:11 PTP202LI NBPL 9032AN
PM COMP 06/25/2015 12:36:42 PTP201HH NBPL 9032AN
PM COMP 06/25/2015 12:37:03 PTP202HH NBPL 9032AN
CM COMP 07/07/2015 12:31:04 NTP4BPC NBCNI
CM INPRG 06/30/2015 11:30:36 NBCNI
CM COMP 07/01/2015 11:31:45 NBPL
CM INPRG 07/01/2015 11:31:17 NBPL
CM INPRG 07/01/2015 11:31:17 NBPL
CM COMP 08/04/2015 19:24:00 NBPL
CM INPRG 07/01/2015 10:43:45 NBSD
CM COMP 07/06/2015 11:40:54 NBCNI
CM COMP 07/06/2015 14:49:47 NBCNI
PM INPRG 06/30/2015 17:22:27 NTP7TK NBCNI 9023RC
CM COMP 06/02/2015 16:05:01 NBPL
CM TRANS 06/30/2015 17:19:35 NPRK3RI NBCNI
CM COMP 04/24/2015 10:31:22 NBPL
CM COMP 06/17/2015 11:15:34 NBCNI
CM COMP 05/13/2015 11:51:45 NBSD
CM COMP 06/25/2015 16:55:34 NBSD
CM COMP 05/02/2015 13:59:22 NBCNI
PM COMP 05/04/2015 10:01:51 STP201CA NBSD ACTCARSA
PM COMP 05/04/2015 10:02:54 STP202CA NBSD ACTCARSA
PM COMP 06/25/2015 10:51:39 STPEBA NBSD 9031MN
CM COMP 05/27/2015 14:47:03 NBSD
CM TRANS 07/01/2015 10:43:03 NBSD
CM TRANS 07/01/2015 10:43:03 NBSD
CM COMP 06/11/2015 16:00:48 NBSD
PM COMP 06/25/2015 16:13:06 POS21LI 9032AN
PM COMP 06/25/2015 12:37:51 PTP204IALI NBPL 9032AN
PM COMP 06/25/2015 16:13:06 POS21MHHHA 9032AN
PM INPRG 06/30/2015 17:28:27 NTPBTLI NBCNI 9032AN
PM INPRG 06/30/2015 17:44:17 ATP102SPHL NAB 9032AN



CM INPRG 06/30/2015 17:48:35 AOSP21PDB NAB
CM COMP 07/17/2015 17:11:34 ATP103P NAB
PM COMP 05/04/2015 10:03:55 STP203CA NBSD ACTCARSA
PM COMP 05/04/2015 10:04:55 STP204CA NBSD ACTCARSA
PM COMP 05/04/2015 09:59:38 SPS13CA NBSD ACTCARSA
CM COMP 05/15/2015 18:03:51 NAB
CM COMP 05/29/2015 14:48:36 NBCNI
CM COMP 05/27/2015 14:31:16 NBCNI
CM COMP 06/23/2015 12:01:04 NBSD
PM COMP 06/23/2015 09:42:52 NBCNI ACTCARSA
PM COMP 06/23/2015 09:42:52 NTP4BCA NBCNI ACTCARSA
PM COMP 06/25/2015 10:20:43 SPS4LD NBSD 9001LDAN
PM TRANS 06/30/2015 17:47:27 ATP102PH NAB 9020MN4
CM COMP 07/19/2015 11:22:32 NBSD
CM COMP 07/29/2015 17:00:00 NBSD
CM COMP 07/19/2015 11:23:51 NBSD
CM INPRG 07/02/2015 12:08:48 NPS1351TK NBCNI
PM COMP 07/07/2015 14:09:23 STPFT NBSD FTANINSP
PM WSCH 07/05/2015 11:55:21 9013AN2
PM COMP 05/04/2015 09:58:31 SPS2CA NBSD ACTCARSA
PM COMP 05/04/2015 09:57:09 SPS4CA NBSD ACTCARSA
PM COMP 05/04/2015 09:55:59 SPS7CA NBSD ACTCARSA
PM COMP 06/23/2015 09:42:52 NTP4ACA NBCNI ACTCARSA
PM COMP 06/23/2015 09:42:52 NTP34CA NBCNI ACTCARSA
PM COMP 06/23/2015 09:42:15 NTP1BCA NBCNI ACTCARSA
PM COMP 06/25/2015 16:05:38 NTP23BOSPH NBCNI 9020MN4
PM COMP 06/11/2015 01:00:00 STP502OSPH NBSD 9020MN4
PM COMP 07/07/2015 12:04:40 NTP24ADAAN NBCNI 9013AN2
PM COMP 05/04/2015 09:54:42 SPS9CA NBSD ACTCARSA
PM COMP 05/04/2015 10:00:43 STP101CA NBSD ACTCARSA
PM COMP 06/25/2015 16:20:40 9017MN5
PM COMP 06/23/2015 09:41:44 NTP1ACA NBCNI ACTCARSA
PM COMP 06/23/2015 09:42:52 NTP7CA NBCNI ACTCARSA
PM COMP 06/10/2015 11:28:00 9002AN
PM COMP 06/10/2015 11:27:23 SPS9CP NBSD 9002AN
PM COMP 06/10/2015 11:26:46 STP403CP NBSD 9002AN
PM COMP 06/25/2015 12:38:50 PTP203OSPH NBPL 9020MN4
PM COMP 07/13/2015 11:42:22 SPS4GN NBSD 9017MN5
PM COMP 07/13/2015 11:40:53 SPS7GN NBSD 9017MN5
PM COMP 05/05/2015 11:30:30 SPS4GN NBSD 9017MN5
PM COMP 05/05/2015 11:32:42 SPS7GN NBSD 9017MN5
PM COMP 06/25/2015 15:49:41 9001LDAN
CM COMP 04/20/2015 09:59:17 NBPL
PM COMP 04/22/2015 12:42:27 AINSTHACH01 NAB INSTRCAL01
PM COMP 04/23/2015 09:39:49 ATP102PH NAB 9020MN4
PM COMP 06/25/2015 15:44:43 9002MN3
PM COMP 06/25/2015 15:46:01 FTANINSP
PM COMP 08/07/2015 11:58:15 STP202AN NBSD 9013AN2
PM INPRG 08/07/2015 14:36:17 NTP24ADAMXB NBCNI 9032SAN
PM INPRG 08/07/2015 14:36:17 NTP34MX NBCNI 9032SAN
PM INPRG 08/07/2015 14:36:17 NTP304MX NBCNI 9032SAN
PM COMP 08/14/2015 13:56:25 STP502IAPCA NBSD 9032SAN
PM INPRG 08/06/2015 10:50:00 STP502IAPCB NBSD 9032SAN
PM COMP 08/14/2015 13:56:52 STP501OSPD NBSD 9032SAN
PM COMP 08/14/2015 13:57:24 STP502OSMXB NBSD 9032SAN



PM COMP 08/14/2015 13:57:50 STP502OSMXA NBSD 9032SAN
PM INPRG 08/07/2015 14:36:17 NLS795CM NBCNI 9011SAN
PM INPRG 08/07/2015 14:36:17 NTP31PDA NBCNI 9032SAN
PM INPRG 08/07/2015 14:36:17 NTP31PDB NBCNI 9032SAN
PM WSCH 08/06/2015 10:31:08 9032SAN
PM INPRG 08/10/2015 12:11:11 PTP203OSPDA NBPL 9032SAN
PM INPRG 08/10/2015 12:11:11 PTP203OSPDB NBPL 9032SAN
PM INPRG 08/06/2015 10:50:00 STPWNA NBSD 9031AN
PM COMP 08/10/2015 11:12:44 STPDVA NBSD 9031AN
PM INPRG 08/07/2015 14:36:17 NTP24ADAMXA NBCNI 9011SAN
PM COMP 08/14/2015 13:58:22 STP502OSPD NBSD 9032SAN
PM INPRG 08/06/2015 10:50:00 STP501IAPCA NBSD 9032SAN
PM COMP 08/14/2015 13:58:52 STP501IAPCB NBSD 9032SAN
PM INPRG 08/10/2015 12:11:11 PTP204IAPCA NBPL 9032SAN
PM INPRG 08/10/2015 12:11:11 PTP204IAPCB NBPL 9032SAN
PM WSCH 08/06/2015 10:31:34 9031AN
PM COMP 08/10/2015 11:13:57 STPHAA NBSD 9031AN
PM INPRG 08/07/2015 14:36:17 NBCNI 9031MN
PM INPRG 08/07/2015 14:36:17 NTP6BMX NBCNI 9011SAN
PM COMP 08/14/2015 14:00:19 STP501OSMXA NBSD 9032SAN
PM COMP 08/14/2015 14:01:04 STP501OSMXB NBSD 9032SAN
PM WSCH 08/06/2015 10:31:26 9032SAN
PM INPRG 08/10/2015 11:22:05 9031AN
PM COMP 08/10/2015 11:21:23 STPAMA NBSD 9031AN
PM INPRG 08/07/2015 14:36:17 NTPTPA NBCNI 9031MN
PM INPRG 08/07/2015 14:36:17 NTPSCBAA NBCNI 9031MN
PM INPRG 08/07/2015 14:36:17 NTP7RK NBCNI 9011SAN
PM COMP 08/13/2015 10:55:06 ATP102PH NAB 9020MN4
PM INPRG 08/07/2015 14:36:17 NTP6AMX NBCNI 9011SAN
PM INPRG 08/07/2015 14:36:17 NTP34MX NBCNI 9011SAN
PM INPRG 08/07/2015 14:36:17 NTP24ADAPH NBCNI 9020MN4
PM COMP 08/21/2015 12:52:16 NTP23BOSPH NBCNI 9020MN4
PM INPRG 08/07/2015 14:36:17 NTPBTPH NBCNI 9020MN4
PM INPRG 08/06/2015 10:50:00 STP501OSPH NBSD 9020MN4
PM INPRG 08/06/2015 10:50:00 STP502OSPH NBSD 9020MN4
PM INPRG 08/10/2015 12:11:11 PTP203OSPH NBPL 9020MN4
PM INPRG 08/10/2015 12:11:11 PPS2COM NBPL
PM INPRG 08/10/2015 12:11:11 PPS3COM NBPL
PM WSCH 08/06/2015 10:30:38 9032SAN
PM WSCH 08/06/2015 10:30:39 9032SAN
PM INPRG 08/07/2015 14:36:17 NTPBTP NBCNI 9032SAN
PM INPRG 08/07/2015 14:36:17 NTP24ADAPVPA NBCNI 9032SAN
PM INPRG 08/07/2015 14:36:17 NTP24ADAPVPB NBCNI 9032SAN
PM INPRG 08/07/2015 14:36:17 NTP24BIAPCA NBCNI 9032SAN
PM INPRG 08/07/2015 14:36:17 NTP24BIAPCB NBCNI 9032SAN
PM INPRG 08/07/2015 14:36:17 NTP1ABPCA NBCNI 9032SAN
PM INPRG 08/07/2015 14:36:17 NTP1ABPCB NBCNI 9032SAN
PM INPRG 08/07/2015 14:36:17 NTP24ADARK NBCNI 9032SAN
PM INPRG 08/07/2015 14:36:17 NTP24ADAMXA NBCNI 9032SAN
PM COMP 08/10/2015 12:12:39 STPSBA NBSD 9031MN
PM COMP 08/10/2015 12:13:30 STPSBB NBSD 9031MN
PM COMP 08/10/2015 12:14:16 STPTPA NBSD 9031MN
PM COMP 08/10/2015 12:15:03 STPEBA NBSD 9031MN
PM COMP 07/07/2015 12:02:55 NPS1352TK NBCNI 9023RC
PM INPRG 07/05/2015 12:00:45 NBSD TRSRV01



PM INPRG 08/07/2015 14:36:17 NTP23BOSMXA NBCNI 9011SAN
CM TRANS 06/30/2015 17:19:35 NTP1BMXB NBCNI
CM COMP 06/30/2015 10:28:13 NBCNI
CM COMP 03/16/2015 16:51:29 NBCNI
CM COMP 03/16/2015 16:52:26 NBCNI
CM TRANS 06/30/2015 17:19:35 NBCNI
CM COMP 02/17/2015 10:27:25 NBCNI
LD COMP 06/29/2015 16:10:00 NBCNI
LD COMP 06/29/2015 16:10:00 NTPLDTL NBCNI
LD COMP 06/29/2015 16:10:00 NBSD
LD COMP 06/29/2015 16:10:00 NBPL
LD COMP 06/29/2015 16:10:00 NAB
LD COMP 06/29/2015 16:10:00 NBCNI
LD COMP 06/29/2015 16:10:00 NBCNI
LD COMP 06/29/2015 16:10:00 NAB
LD COMP 06/29/2015 16:10:00 NAB
LD COMP 06/29/2015 16:10:00 NAB
LD COMP 06/29/2015 16:10:00 NAB
LD COMP 06/29/2015 16:10:00 NAB
LD COMP 06/29/2015 16:10:00 NAB
CM COMP 01/11/2015 12:13:48 NBSD
CM TRANS 07/01/2015 10:43:03 NBSD
PM COMP 06/25/2015 16:21:47 9031MN
CM TRANS 07/01/2015 10:43:03 NBSD
PM INPRG 07/05/2015 12:00:45 STPFES NBSD TRSRV01
PM INPRG 07/05/2015 12:00:45 STPFT NBSD TRSRV01
PM INPRG 07/05/2015 12:00:45 STPFER NBSD TRSRV01
PM COMP 05/01/2015 14:55:06 STP501OSPH NBSD 9020MN4
PM INPRG 07/05/2015 12:00:45 STPFEU NBSD TRSRV01
PM COMP 07/31/2015 14:42:02 NTPFEN NBCNI TRSRV01
PM INPRG 07/05/2015 12:00:45 STPFET NBSD TRSRV01
PM INPRG 07/05/2015 12:00:45 NTPFEO NBCNI TRSRV01
PM INPRG 07/05/2015 12:00:45 NTPFEP NBCNI TRSRV01
PM COMP 06/30/2015 11:24:11 9013AN2
PM COMP 06/30/2015 11:21:22 9032SAN
PM COMP 03/24/2015 11:23:01 9031MN
CM COMP 06/25/2015 10:13:36 NTP16PA NBCNI
CM TRANS 06/30/2015 17:19:35 NTP16PA NBCNI
CM TRANS 06/30/2015 17:19:35 NTPOWP38B NBCNI
LD INPRG 07/16/2015 17:26:00 NTPLDTL NBCNI
LD INPRG 07/16/2015 17:29:27 NBPL
PM COMP 04/08/2015 16:04:15 NLS795CM NBCNI 9011SAN
PM COMP 03/24/2015 11:21:23 9031AN
PM COMP 07/01/2015 13:14:21 PTP204IALI NBPL 9032AN
PM COMP 07/01/2015 13:14:21 POS21HH NBPL 9032AN
PM COMP 07/01/2015 13:14:21 PTP204IAPCB NBPL 9012SAN
PM COMP 03/24/2015 11:21:48 9031AN
PM COMP 04/07/2015 09:51:56 NTP34MX NBCNI 9032SAN
PM COMP 04/07/2015 09:32:43 NTP304MX NBCNI 9032SAN
PM COMP 03/24/2015 11:20:21 9031MN
PM COMP 06/30/2015 11:19:42 STP401PCB 9032SAN
PM COMP 03/24/2015 11:22:10 9031MN
CM COMP 01/29/2015 10:06:12 NPS1351TK NBCNI
PM COMP 03/24/2015 11:22:41 9017MN5
PM COMP 07/01/2015 13:14:21 PTP204IAPCA NBPL 9012SAN



PM COMP 07/01/2015 13:14:21 PTP203OSPDA NBPL 9009SAN
PM COMP 07/01/2015 13:14:21 PTP203OSPDB NBPL 9009SAN
PM COMP 07/01/2015 13:14:21 POS31LI NBPL 9032AN
PM COMP 07/01/2015 13:14:21 POS31HH NBPL 9032AN
PM COMP 07/01/2015 13:14:21 POS31MHHH NBPL 9032AN
PM COMP 07/01/2015 13:14:21 PTP201LI NBPL 9032AN
PM COMP 07/01/2015 13:14:21 PTP202LI NBPL 9032AN
PM COMP 07/01/2015 13:14:21 PTP201HH NBPL 9032AN
PM COMP 07/01/2015 13:14:21 PTP202HH NBPL 9032AN
PM COMP 07/01/2015 13:14:21 PTP203OSLI NBPL 9032AN
PM COMP 06/30/2015 11:19:42 9032SAN
PM COMP 03/24/2015 11:19:53 9017MN5
CM TRANS 07/01/2015 10:43:03 NBSD
PM COMP 02/26/2015 06:00:32 NTP4AAN NBCNI 9013AN2
PM COMP 03/24/2015 11:20:47 9017MN5
PM COMP 04/07/2015 09:23:59 NTPBTP NBCNI 9032SAN
PM COMP 06/30/2015 11:19:42 STP401PCA 9032SAN
PM TRANS 06/30/2015 17:47:27 ATP102SPHL NAB 9032AN
PM COMP 04/03/2015 09:47:45 ATP101SPHL NAB 9032AN
PM COMP 04/03/2015 09:46:22 ATP101HH NAB 9032AN
PM COMP 04/03/2015 09:45:21 ATP101LI NAB 9032AN
PM COMP 04/03/2015 09:33:51 ATP103HL NAB 9032AN
PM COMP 01/11/2015 15:03:12 SPS7GN NBSD 9017MN5
PM COMP 01/11/2015 15:04:35 SPS13GN NBSD 9017MN5
PM COMP 01/14/2015 16:37:16 PTP203OSPH NBPL 9020MN4
PM COMP 04/08/2015 13:16:14 NBCNI 9031MN
CM COMP 03/05/2015 16:37:40 NBSD
CM COMP 02/11/2015 17:00:00 NBSD
PM COMP 03/24/2015 11:25:26
PM COMP 01/11/2015 11:07:50 STP3588GN NBSD 9017MN5
PM COMP 04/08/2015 13:16:14 NTPTPA NBCNI 9031MN
PM COMP 04/08/2015 13:16:14 NTPSCBAA NBCNI 9031MN
PM COMP 03/24/2015 11:25:46 9031MN
CM COMP 01/26/2015 09:15:55 NBSD
CM COMP 03/17/2015 11:19:32 NBSD
CM COMP 06/22/2015 09:45:12 NTP16PA NBCNI
CM COMP 03/03/2015 13:39:37 NBCNI
CM COMP 03/09/2015 11:48:05 NBCNI
CM TRANS 06/30/2015 17:55:18 NAB
CM COMP 02/13/2015 15:05:38 NBSD
CM TRANS 07/01/2015 10:43:03 NBSD
PM COMP 03/10/2015 11:10:21 NPS1352LI NBCNI 9032AN
PM COMP 03/10/2015 11:15:30 NTPWW4SPHL NBCNI 9032AN
PM COMP 06/29/2015 09:35:25 NTPWW3SPHL NBCNI 9032AN
LD COMP 06/29/2015 16:10:00 NBSD
CM COMP 04/29/2015 15:48:08 NTP7RK NBCNI
CM COMP 03/17/2015 11:20:36 NBSD
PM COMP 03/12/2015 14:07:16 SPS7WWAAN NBSD 9013AN2
PM COMP 01/29/2015 19:01:08 NPS1351TK NBCNI 9023RC
PM COMP 06/29/2015 09:37:04 NTPWW2SPHL NBCNI 9032AN
PM COMP 06/29/2015 09:36:17 NTPWW1SPHL NBCNI 9032AN
CM TRANS 07/01/2015 10:43:03 NBSD
PM COMP 04/08/2015 13:17:00 NBCNI 9031MN
PM COMP 01/14/2015 16:43:59 STPEBA NBSD 9031MN
PM COMP 03/24/2015 11:28:42 UPSINSP



PM COMP 01/13/2015 14:33:41 S3588SCADUPS NBSD UPSINSP
PM COMP 01/11/2015 10:39:08 S3588PLCUPS NBSD UPSINSP
PM COMP 01/14/2015 16:42:59 SPS2PLCUPS NBSD UPSINSP
PM TRANS 06/30/2015 17:41:05 NTP1ATK NBCNI 9023RC
PM COMP 03/02/2015 11:47:57 NBSD TRSRV01
PM COMP 01/11/2015 10:40:23 SPS2HUPS NBSD UPSINSP
PM COMP 01/11/2015 10:41:36 SPS4PLCUPS NBSD UPSINSP
PM COMP 01/11/2015 10:42:44 SPS4HUPS NBSD UPSINSP
PM COMP 01/02/2015 15:54:38 NTPBTTK NBCNI 9018QT6
PM COMP 03/02/2015 11:41:24 STPFES NBSD TRSRV01
PM COMP 03/02/2015 11:42:41 STPFT NBSD TRSRV01
PM COMP 03/02/2015 11:43:54 STPFER NBSD TRSRV01
PM COMP 01/11/2015 10:44:25 SPS7PLCUPS NBSD UPSINSP
PM COMP 01/11/2015 10:49:18 SPS13PLCUPS NBSD UPSINSP
PM COMP 01/11/2015 10:49:55 SPS13HUPS NBSD UPSINSP
PM COMP 03/02/2015 11:45:05 STPFET NBSD TRSRV01
PM COMP 03/02/2015 11:46:15 STPFEU NBSD TRSRV01
CM TRANS 07/01/2015 10:43:03 NBSD
CM COMP 02/18/2015 10:16:38 NBPL
PM COMP 06/30/2015 11:30:08 9032AN
PM COMP 03/02/2015 11:47:57 NTPFEO NBCNI TRSRV01
PM COMP 03/02/2015 11:47:57 NTPFEP NBCNI TRSRV01
CM COMP 02/19/2015 15:40:58 NBPL
CM COMP 02/11/2015 21:35:30 NBSD
CM COMP 02/11/2015 21:36:54 NBSD
PM COMP 01/11/2015 15:07:05 SPS13GN NBSD 9017MN5
PM COMP 03/02/2015 11:47:57 NTPFEQ NBCNI TRSRV01
PM COMP 03/02/2015 11:47:57 NTPFT NBCNI TRSRV01
PM COMP 01/11/2015 15:08:20 STP3588GN NBSD 9017MN5
PM COMP 02/26/2015 10:06:58 NLS796GN NBCNI 9017MN5
CM COMP 01/07/2015 10:17:16 NBCNI
PM COMP 01/18/2015 14:19:18 STP1001AN NBSD 9013AN2
PM COMP 02/26/2015 10:36:47 NLS795GN NBCNI 9017MN5
PM COMP 06/25/2015 10:56:44 STP101LD NBSD 9001LDAN
PM COMP 04/22/2015 12:44:18 ATP102PH NAB 9020MN4
PM COMP 06/30/2015 11:30:08 SPS9SCPHL NBSD 9032AN
PM COMP 01/02/2015 15:55:35 NTPRLSK NBCNI NSASDSK
PM COMP 04/08/2015 10:52:19 NTP24ADAPH NBCNI 9020MN4
PM COMP 03/24/2015 11:23:49 9031MN
PM COMP 04/08/2015 10:52:45 NTP23BOSPH NBCNI 9020MN4
PM COMP 01/13/2015 10:08:51 STP501OSPH NBSD 9020MN4
PM COMP 03/24/2015 11:27:36 9017MN5
PM COMP 01/11/2015 15:01:53 SPS4GN NBSD 9017MN5
PM COMP 01/13/2015 10:07:29 STP502OSPH NBSD 9020MN4
PM COMP 03/24/2015 11:24:12 FTANINSP
PM COMP 01/07/2015 10:32:04 NTP4BCA NBCNI ACTCARSA
PM COMP 01/07/2015 10:32:44 NTP4ACA NBCNI ACTCARSA
PM COMP 01/07/2015 10:33:35 NTP34CA NBCNI ACTCARSA
PM COMP 01/14/2015 16:44:35 STPSBA NBSD 9031MN
PM COMP 01/14/2015 16:45:19 STPSBB NBSD 9031MN
PM COMP 01/14/2015 16:45:58 STPTPA NBSD 9031MN
PM COMP 01/14/2015 16:42:19 SPS7HUPS NBSD UPSINSP
PM COMP 01/11/2015 10:47:38 SPS9PLCUPS NBSD UPSINSP
PM COMP 01/11/2015 10:48:34 SPS9HUPS NBSD UPSINSP
PM COMP 01/07/2015 10:35:34 NTP1BCA NBCNI ACTCARSA



PM COMP 01/14/2015 16:36:15 PPLCUPS NBPL UPSINSP
CM COMP 01/02/2015 16:08:55 NBCNI
CM COMP 01/11/2015 12:12:49 NBSD
CM COMP 01/26/2015 09:14:26 NBSD
PM COMP 06/30/2015 11:37:18 NTPBTTK NBCNI 9018QT6
PM COMP 03/24/2015 11:29:05 9017MN5
PM COMP 01/11/2015 15:05:58 SPS4GN NBSD 9017MN5
PM COMP 01/11/2015 15:09:41 SPS7GN NBSD 9017MN5
PM COMP 04/08/2015 11:00:16 NTPBTPH NBCNI 9020MN4
PM COMP 04/08/2015 13:16:14 NTPSCBAB NBCNI 9031MN
PM COMP 04/08/2015 13:16:14 NTPEBA NBCNI 9031MN
PM COMP 01/14/2015 16:41:39 STPSBA NBSD 9031MN
PM COMP 01/14/2015 16:40:51 STPSBB NBSD 9031MN
PM COMP 01/14/2015 16:38:55 STPTPA NBSD 9031MN
PM COMP 01/14/2015 16:39:33 STPEBA NBSD 9031MN
CM COMP 05/18/2015 14:59:27 NBCNI
CM TRANS 07/01/2015 11:30:40 NBPL
CM COMP 06/25/2015 16:54:36 NBSD
CM COMP 03/03/2015 13:34:48 NBCNI
PM COMP 03/24/2015 11:35:43 9031MN
CM COMP 03/03/2015 13:22:32 NPS1351AC NBCNI
PM COMP 08/07/2015 12:00:30 9013AN2
CM COMP 07/25/2015 18:56:51 NBCNI
CM COMP 07/30/2015 09:45:58 NBSD
CM COMP 07/30/2015 09:52:03 NBSD
CM INPRG 07/21/2015 13:13:00 ATP102PDC NAB
CM COMP 07/29/2015 15:24:27 NTPWW1095P NBCNI
CM INPRG 07/21/2015 15:03:29 NBCNI
CM COMP 07/29/2015 15:28:45 NTP34PCA NBCNI
CM COMP 08/04/2015 16:02:06 NBSD
CM COMP 08/24/2015 12:30:36 NBPL
CM COMP 08/04/2015 16:00:39 NBSD
CM INPRG 07/26/2015 11:36:43 NBSD
CM COMP 02/11/2015 21:39:35 NBSD
CM COMP 03/29/2015 12:48:23 NBSD
CM COMP 08/06/2015 16:02:54 NBSD
CM INPRG 08/04/2015 10:40:55 NBSD
PM COMP 08/21/2015 13:07:58 NTP4AAN NBCNI 9013AN2
PM COMP 06/30/2015 11:30:08 SPS13SCPHL NBSD 9032AN
PM COMP 01/07/2015 10:36:09 NTP1ACA NBCNI ACTCARSA
PM COMP 01/07/2015 10:36:47 NTP7CA NBCNI ACTCARSA
PM COMP 01/11/2015 10:54:11 STP101AN NBSD 9013AN2
CM TRANS 07/01/2015 10:43:03 NBSD
CM TRANS 07/01/2015 10:43:03 NBSD
CM TRANS 07/01/2015 10:43:03 NBSD
CM COMP 01/26/2015 09:13:13 NBSD
PM COMP 03/24/2015 11:24:35 9017MN5
PM COMP 03/24/2015 11:25:00 9017AN
PM COMP 03/10/2015 11:11:14 NPS1352HH NBCNI 9032AN
PM COMP 02/05/2015 14:13:35 NPS1352LLD NBCNI 9001LDAN
PM COMP 06/30/2015 11:27:32 9013AN2
PM COMP 06/30/2015 11:30:08 SPS7WWBHH NBSD 9032AN
PM COMP 06/30/2015 11:33:09 9001LDAN
PM COMP 03/31/2015 10:09:28 SPS7LD NBSD 9001LDAN
PM COMP 03/31/2015 10:10:10 SPS13LD NBSD 9001LDAN



PM COMP 03/24/2015 11:23:22 9017MN5
PM COMP 06/30/2015 12:39:08 STPLD NBSD 9001LDAN
PM COMP 01/02/2015 15:56:51 NBCNI
PM COMP 01/02/2015 15:56:17 NTPOWSK NBCNI NSASDSK
PM COMP 01/11/2015 15:13:19 SPS13GN NBSD 9017AN
PM COMP 01/11/2015 10:59:27 STP501OSPH NBSD 9020MN4
PM COMP 01/11/2015 11:00:09 STP502OSPH NBSD 9020MN4
PM COMP 03/24/2015 11:26:53 9031MN
PM COMP 01/11/2015 12:01:48 PTP203OSPH NBPL 9020MN4
PM COMP 01/11/2015 15:12:49 STP3588GN NBSD 9017AN
PM COMP 04/08/2015 13:17:00 NTPTPA NBCNI 9031MN
PM COMP 04/08/2015 13:17:00 NTPSCBAA NBCNI 9031MN
CM COMP 01/03/2015 14:45:59 NBPL
PM COMP 01/29/2015 19:03:34 NTPFEN NBCNI TRSRV01
PM COMP 04/08/2015 13:17:00 NTPSCBAB NBCNI 9031MN
PM COMP 04/08/2015 13:17:00 NTPEBA NBCNI 9031MN
CM COMP 04/20/2015 10:01:46 NBSD
PM COMP 01/29/2015 18:59:52 NBCNI ACTCARSA
PM COMP 03/24/2015 11:27:55 9031MN
PM COMP 03/24/2015 11:28:16 9031MN
PM COMP 04/07/2015 09:49:45 NTP24BIAPCB NBCNI 9032SAN
PM COMP 04/07/2015 09:50:36 NTP1ABPCA NBCNI 9032SAN
PM COMP 06/25/2015 16:23:10 9017MN5
PM COMP 03/16/2015 10:38:57 SPS4GN NBSD 9017MN5
PM WSCH 03/02/2015 11:34:31 NTPACIDLI 9032AN
PM INPRG 07/05/2015 12:00:45 NTPFEQ NBCNI TRSRV01
PM COMP 04/07/2015 09:51:18 NTP1ABPCB NBCNI 9032SAN
PM COMP 04/07/2015 09:46:56 NTP24ADARK NBCNI 9032SAN
PM COMP 05/13/2015 12:47:01 STP401MX NBSD 9032SAN
PM WSCH 03/02/2015 11:34:32 NTPBASELI 9032AN
PM COMP 04/08/2015 10:32:33 NPSKLLD NBCNI 9001LDAN
PM INPRG 07/05/2015 12:00:45 NTPFT NBCNI TRSRV01
CM COMP 08/13/2015 10:52:30 NBCNI
CM COMP 07/30/2015 09:51:21 NBSD
CM INPRG 07/10/2015 15:28:34 NBCNI
CM COMP 07/17/2015 17:02:04 NTPFEN NBCNI
LD INPRG 07/14/2015 11:02:14 NBCNI
CM COMP 07/20/2015 20:24:00 NBPL
CM COMP 07/29/2015 15:26:45 NBCNI
CM COMP 08/14/2015 10:55:52 NTPFPSP NBCNI
PM COMP 06/29/2015 09:37:45 NTP1ABSPBHL NBCNI 9032AN
PM COMP 06/25/2015 10:32:58 STP402MX NBSD 9032SAN
PM COMP 06/25/2015 10:33:58 STP403MX NBSD 9032SAN
PM COMP 02/17/2015 15:43:21 STP203PD NBSD 9032SAN
PM COMP 04/22/2015 12:45:00 ATP102PH NAB 9020MN4
PM COMP 04/08/2015 10:49:10 NTP24ADAPH NBCNI 9020MN4
CM INPRG 07/21/2015 13:10:52 ATP102PDD NAB
CM COMP 07/21/2015 13:17:02 NPS1351PDB NBCNI
CM INPRG 07/21/2015 15:05:12 NBCNI
CM COMP 07/23/2015 10:28:40 NTP34PCB NBCNI
CM COMP 07/29/2015 15:22:38 NLS1341PCB NBCNI
CM INPRG 07/25/2015 16:46:46 NBCNI
CM COMP 07/29/2015 10:25:38 NBCNI
CM COMP 08/13/2015 10:44:03 NBCNI
CM COMP 08/06/2015 16:03:32 NBSD



PM COMP 03/10/2015 11:16:35 NTP4ABSPAHL NBCNI 9032AN
PM COMP 06/29/2015 09:30:14 NTP38PHL NBCNI 9032AN
PM COMP 02/17/2015 15:44:27 STP202PD NBSD 9032SAN
PM COMP 02/17/2015 15:45:29 STP201PD NBSD 9032SAN
PM COMP 06/25/2015 10:36:36 STP300PDB NBSD 9032SAN
PM COMP 04/08/2015 10:50:05 NTPBTPH NBCNI 9020MN4
PM COMP 08/18/2015 12:09:21 NLS796GN NBCNI 9017MN5
PM COMP 08/21/2015 14:20:31 NLS795GN NBCNI 9017MN5
PM COMP 06/29/2015 09:30:56 NTPBTLI NBCNI 9032AN
PM COMP 01/30/2015 17:10:36 NLS795LI NBCNI 9032AN
PM COMP 01/30/2015 17:06:39 NLS796LI NBCNI 9032AN
PM COMP 06/25/2015 10:34:57 STP300PDA NBSD 9032SAN
PM COMP 05/14/2015 16:37:06 STP502OSMXB NBSD 9032SAN
PM COMP 03/22/2015 10:34:49 STP501OSPH NBSD 9020MN4
PM COMP 03/22/2015 10:35:55 STP502OSPH NBSD 9020MN4
PM COMP 02/26/2015 10:05:20 NLS795GN NBCNI 9017MN5
PM COMP 02/26/2015 10:38:18 NINSTHACH01 NBCNI INSTRCAL01
PM COMP 06/25/2015 16:08:19 9032AN
PM COMP 01/30/2015 16:57:28 NLS1342LI NBCNI 9032AN
PM COMP 01/30/2015 17:09:55 NLS1341LI NBCNI 9032AN
PM COMP 06/25/2015 16:10:41 9032SAN
PM COMP 06/25/2015 12:21:50 PPS2PDA NBPL 9032SAN
PM COMP 06/25/2015 12:22:15 PTP204IAPCC NBPL 9032SAN
PM COMP 04/06/2015 14:33:40 PTP203OSPH NBPL 9020MN4
CM COMP 04/29/2015 15:48:57 NBCNI
PM COMP 01/30/2015 17:09:25 NLS1340LI NBCNI 9032AN
PM COMP 06/15/2015 14:45:05 NTP23BOSLI NBCNI 9032AN
PM COMP 06/15/2015 14:45:49 NTP24BIALI NBCNI 9032AN
PM COMP 06/25/2015 12:22:37 PPS3PDA NBPL 9032SAN
PM COMP 06/25/2015 12:22:58 PPS3PDB NBPL 9032SAN
PM COMP 06/25/2015 12:23:17 PTP203OSPDA NBPL 9032SAN
PM COMP 04/08/2015 13:12:26 NBCNI 9031MN
PM COMP 04/08/2015 13:12:26 NTPTPA NBCNI 9031MN
PM COMP 06/29/2015 09:31:36 NTP1ABSPAHL NBCNI 9032AN
PM COMP 03/10/2015 11:18:06 NTP4ABSPBHL NBCNI 9032AN
PM COMP 03/10/2015 11:21:14 NTP25ALI NBCNI 9032AN
PM COMP 06/25/2015 12:23:37 PTP203OSPDB NBPL 9032SAN
PM COMP 06/25/2015 12:24:12 PTP203OSPDC NBPL 9032SAN
PM COMP 04/08/2015 13:12:26 NTPSCBAA NBCNI 9031MN
PM COMP 03/12/2015 14:09:17 STPTPA NBSD 9031MN
PM COMP 02/05/2015 14:12:46 NPS1351LLD NBCNI 9001LDAN
PM COMP 03/10/2015 11:24:33 NTP25AHH NBCNI 9032AN
PM TRANS 06/30/2015 17:41:05 NTP7TK NBCNI 9023RC
PM COMP 06/25/2015 12:24:40 PTP203OSPDD NBPL 9032SAN
PM COMP 06/25/2015 12:25:03 PTPEBMX NBPL 9032SAN
PM COMP 06/25/2015 12:25:26 PTPPOMX NBPL 9032SAN
PM COMP 03/12/2015 14:09:42 STPEBA NBSD 9031MN
PM COMP 06/30/2015 12:39:08 NBSD TRSRV01
PM COMP 06/25/2015 11:23:44 STP301LI NBSD 9032AN
PM COMP 06/25/2015 11:27:12 STP203LI NBSD 9032AN
PM COMP 06/25/2015 11:27:38 STP204LI NBSD 9032AN
PM COMP 04/08/2015 13:13:17 NBCNI 9031MN
PM COMP 03/12/2015 14:03:52 STPSBA NBSD 9031MN
PM COMP 06/30/2015 12:39:08 STPFES NBSD TRSRV01
PM COMP 06/30/2015 12:39:08 STPFT NBSD TRSRV01



PM COMP 06/25/2015 11:28:37 STP501OSLI NBSD 9032AN
PM COMP 06/25/2015 11:29:02 STP502OSLI NBSD 9032AN
PM COMP 06/25/2015 11:29:25 STP501IAHL NBSD 9032AN
PM COMP 03/12/2015 14:04:33 STPSBB NBSD 9031MN
PM COMP 03/12/2015 14:05:09 STPTPA NBSD 9031MN
PM COMP 06/30/2015 12:39:08 STPFER NBSD TRSRV01
PM COMP 06/30/2015 12:39:08 STPFET NBSD TRSRV01
PM COMP 06/30/2015 12:39:08 STPFEU NBSD TRSRV01
PM COMP 06/25/2015 11:26:44 STP202LI NBSD 9032AN
PM COMP 04/24/2015 16:39:08 NTP24ADARK NBCNI 9011SAN
PM COMP 03/12/2015 14:05:51 STPEBA NBSD 9031MN
CM TRANS 06/30/2015 17:55:18 ATP103P NAB
CM COMP 04/23/2015 10:12:21 NBCNI
CM TRANS 07/01/2015 10:43:03 NBSD
PM COMP 06/29/2015 09:32:26 NTPFEN NBCNI TRSRV01
PM COMP 06/30/2015 11:31:50 NTPFEO NBCNI TRSRV01
PM COMP 04/24/2015 16:39:08 NLS795CM NBCNI 9011SAN
CM COMP 03/16/2015 09:33:34 NBCNI
CM COMP 03/09/2015 11:49:14 NBCNI
CM COMP 04/10/2015 17:47:42 NBCNI
CM COMP 06/16/2015 11:05:22 NLS1341PCB NBCNI
PM WSCH 03/02/2015 11:33:15 9013AN2
CM TRANS 07/01/2015 10:43:03 NBSD
CM COMP 03/19/2015 10:07:03 NBPL
CM COMP 03/19/2015 10:03:25 NBPL
CM COMP 03/19/2015 10:05:06 NBPL
CM COMP 03/18/2015 12:30:00 NBCNI
CM COMP 03/24/2015 13:42:13 NBCNI
CM COMP 05/15/2015 17:23:31 NBCNI
CM COMP 05/18/2015 13:37:19 NBCNI
CM COMP 06/15/2015 14:13:02 NBCNI
CM TRANS 06/30/2015 17:19:35 NLS1346PCA NBCNI
CM TRANS 06/30/2015 17:19:35 NBCNI
CM TRANS 06/30/2015 17:19:35 NLS796GN NBCNI
PM COMP 04/08/2015 10:46:18 NTP23BOSMXB NBCNI 9011SAN
PM COMP 04/08/2015 10:45:04 NTP5AMX NBCNI 9011SAN
PM COMP 06/30/2015 11:35:47 9013AN2
CM COMP 04/14/2015 09:57:38 NBSD
CM COMP 04/14/2015 09:58:49 NBSD
CM TRANS 07/01/2015 10:43:03 NBSD
CM COMP 04/20/2015 10:04:47 NBSD
PM COMP 04/08/2015 15:29:32 9013AN2
PM COMP 04/08/2015 10:43:40 NTP5BMX NBCNI 9011SAN
PM COMP 03/31/2015 18:25:00 SPS9WWAN NBSD 9013AN2
PM COMP 04/08/2015 15:29:32 NTP23BOSAN NBCNI 9013AN2
PM COMP 04/08/2015 10:50:42 NTPBTPH NBCNI 9020MN4
PM COMP 04/13/2015 10:30:33 PTP203OSAN NBPL 9013AN2
PM COMP 05/02/2015 13:57:12 NTPBTTK NBCNI 9018QT6
PM COMP 02/17/2015 12:09:01 STP501OSPH NBSD 9020MN4
PM COMP 02/17/2015 12:09:56 STP502OSPH NBSD 9020MN4
PM COMP 02/10/2015 18:06:00 PTP203OSPH NBPL 9020MN4
PM COMP 05/13/2015 12:52:33 STP803MX NBSD 9032SAN
PM COMP 02/17/2015 15:53:38 STP804MX NBSD 9032SAN
PM COMP 02/17/2015 15:39:48 STP501OSPDB NBSD 9032SAN
PM COMP 03/16/2015 10:40:54 SPS13GN NBSD 9017MN5



PM COMP 03/16/2015 10:41:57 STP3588GN NBSD 9017MN5
PM COMP 06/30/2015 11:33:11 NTPFEP NBCNI TRSRV01
PM COMP 06/30/2015 11:33:40 NTPFEQ NBCNI TRSRV01
CM COMP 04/10/2015 17:48:38 NBCNI
CM COMP 03/12/2015 10:19:46 NBCNI
CM COMP 06/11/2015 15:56:17 NBPL
CM COMP 03/31/2015 19:39:00 NBSD
CM COMP 03/18/2015 10:44:04 NBSD
CM COMP 03/12/2015 16:00:00 NBSD
CM COMP 03/11/2015 17:24:00 NBSD
CM TRANS 06/30/2015 17:55:18 NAB
CM COMP 04/20/2015 10:04:06 NBSD
CM COMP 04/14/2015 09:56:35 NBSD
CM TRANS 07/01/2015 10:43:03 NBSD
CM COMP 04/13/2015 10:00:58 NBSD
CM COMP 04/07/2015 11:53:42 NBCNI
PM COMP 04/08/2015 15:24:16 SPS2WWAN NBSD 9013AN2
PM COMP 04/08/2015 15:25:55 SPS13WWAN NBSD 9013AN2
PM COMP 06/30/2015 11:34:07 NTPFT NBCNI TRSRV01
PM COMP 04/08/2015 15:28:19 STP201AN NBSD 9013AN2
LD COMP 06/29/2015 16:10:00 NBCNI
PM COMP 06/25/2015 16:22:14 9017MN5
PM COMP 04/20/2015 10:06:33 SPS4GN NBSD 9017MN5
PM COMP 04/20/2015 10:06:56 SPS7GN NBSD 9017MN5
PM COMP 04/20/2015 10:07:26 SPS13GN NBSD 9017MN5
PM COMP 04/20/2015 10:07:47 STP3588GN NBSD 9017MN5
PM COMP 04/15/2015 11:25:53 NLS796GN NBCNI 9017MN5
PM COMP 04/14/2015 17:00:00 NLS795GN NBCNI 9017MN5
PM WSCH 04/06/2015 14:23:08 9032AN
PM COMP 06/01/2015 10:44:57 NTP4ALI NBCNI 9032AN
PM COMP 06/01/2015 10:46:17 NTP4BLI NBCNI 9032AN
PM COMP 06/01/2015 10:36:26 NTP36LI NBCNI 9032AN
PM COMP 06/01/2015 10:37:39 NTP1BLI NBCNI 9032AN
PM COMP 06/01/2015 10:32:52 NTP34LI NBCNI 9032AN
PM COMP 06/30/2015 11:34:55 NPSKLI NBCNI 9032AN
PM COMP 06/30/2015 11:35:35 NPSKHH NBCNI 9032AN
PM COMP 06/30/2015 11:36:18 NPSKLLD NBCNI 9032AN
PM COMP 06/01/2015 10:40:19 NTP1ALI NBCNI 9032AN
PM COMP 08/06/2015 11:28:07 PINSTHACH01 NBPL INSTRCAL01
PM INPRG 08/07/2015 14:36:17 NBCNI 9011SAN
CM COMP 07/17/2015 17:05:02 NTP1ABSPA NBCNI
CM COMP 07/17/2015 16:14:49 NBCNI
LD INPRG 07/16/2015 17:23:33 NBCNI
LD INPRG 07/16/2015 17:28:02 NBSD
LD INPRG 07/16/2015 17:30:55 NAB
LD INPRG 07/16/2015 17:32:13 NAB
PM INPRG 08/07/2015 14:36:17 NTP5AMX NBCNI 9011SAN
PM INPRG 08/07/2015 14:36:17 NTP24ADARK NBCNI 9011SAN
PM INPRG 08/07/2015 14:36:17 NTP5BMX NBCNI 9011SAN
PM INPRG 08/07/2015 14:36:17 NTP23BOSMXB NBCNI 9011SAN
PM COMP 03/24/2015 11:36:04 9017MN5
PM COMP 02/13/2015 14:16:57 SPS4GN NBSD 9017MN5
PM COMP 02/13/2015 14:18:45 SPS7GN NBSD 9017MN5
PM COMP 05/03/2015 12:57:10 PPS2COM NBPL
PM COMP 05/03/2015 12:57:47 PPS3COM NBPL



PM WSCH 02/09/2015 10:50:52 9032SAN
PM WSCH 02/09/2015 10:50:53 9032SAN
PM COMP 04/07/2015 09:25:19 NTPBTP NBCNI 9032SAN
PM COMP 02/17/2015 15:40:59 STP501OSPDA NBSD 9032SAN
PM COMP 05/14/2015 16:42:26 STP501OSPD NBSD 9032SAN
PM COMP 02/17/2015 15:42:09 STP204PD NBSD 9032SAN
PM COMP 04/02/2015 11:23:57 NLS796GN NBCNI 9017MN5
PM COMP 03/31/2015 12:40:50 NLS795GN NBCNI 9017MN5
CM TRANS 07/01/2015 10:43:03 NBSD
PM COMP 02/13/2015 14:19:52 SPS13GN NBSD 9017MN5
PM COMP 04/07/2015 09:21:59 NTP24ADAPVPA NBCNI 9032SAN
PM COMP 04/07/2015 09:23:21 NTP24ADAPVPB NBCNI 9032SAN
PM COMP 04/07/2015 09:49:12 NTP24BIAPCA NBCNI 9032SAN
PM COMP 02/17/2015 15:49:34 STP301PDB NBSD 9032SAN
PM COMP 02/17/2015 15:50:43 STP301PDA NBSD 9032SAN
PM COMP 06/25/2015 16:11:30 9032AN
PM COMP 06/25/2015 11:42:19 STP101SCPHL NBSD 9032AN
PM COMP 02/13/2015 14:10:41 STP3588GN NBSD 9017MN5
PM COMP 02/26/2015 10:37:29 NLS796GN NBCNI 9017MN5
PM COMP 04/07/2015 09:48:35 NTP24ADAMXA NBCNI 9032SAN
PM COMP 04/07/2015 09:47:44 NTP24ADAMXB NBCNI 9032SAN
PM COMP 02/17/2015 15:51:46 STP900PDB NBSD 9032SAN
PM COMP 02/17/2015 15:52:41 STP900PDA NBSD 9032SAN
PM COMP 05/14/2015 16:38:33 STP502OSMXA NBSD 9032SAN
PM COMP 06/25/2015 11:42:46 STP101LI NBSD 9032AN
PM COMP 06/25/2015 11:41:14 STP1001SCPHL NBSD 9032AN
PM COMP 06/25/2015 11:41:55 STP1001LI NBSD 9032AN
PM COMP 06/25/2015 11:24:14 STP302LI NBSD 9032AN
PM COMP 06/25/2015 11:24:47 STP304LI NBSD 9032AN
PM COMP 06/25/2015 11:25:16 STP402LI NBSD 9032AN
PM COMP 04/07/2015 09:52:40 NTP34MX NBCNI 9032SAN
PM COMP 04/07/2015 09:33:23 NTP304MX NBCNI 9032SAN
PM COMP 04/07/2015 09:30:03 NTP31PDA NBCNI 9032SAN
PM COMP 05/14/2015 16:44:06 STP501OSMXA NBSD 9032SAN
PM COMP 05/14/2015 16:44:45 STP501OSMXB NBSD 9032SAN
PM COMP 06/25/2015 12:25:46 PTPSHMX NBPL 9032SAN
PM COMP 06/25/2015 11:33:15 STP901HL NBSD 9032AN
PM COMP 06/25/2015 11:33:49 STP901HH NBSD 9032AN
PM COMP 06/25/2015 11:37:29 STP905HH NBSD 9032AN
PM COMP 06/25/2015 11:25:51 STP403LI NBSD 9032AN
PM COMP 06/25/2015 11:26:20 STP201LI NBSD 9032AN
PM COMP 06/25/2015 11:28:08 STP502IALI NBSD 9032AN
PM COMP 04/07/2015 09:26:21 NTP31PDB NBCNI 9032SAN
PM COMP 06/25/2015 16:09:38 9032SAN
PM COMP 02/17/2015 15:30:42 STP501OSPDC NBSD 9032SAN
PM COMP 06/25/2015 12:26:09 PTP203MXA NBPL 9032SAN
PM COMP 06/25/2015 12:26:37 PTP203MXB NBPL 9032SAN
PM COMP 06/25/2015 12:27:00 PTP204IAPCA NBPL 9032SAN
PM COMP 06/25/2015 11:34:38 STP902HH NBSD 9032AN
PM COMP 06/25/2015 11:35:11 STP903HL NBSD 9032AN
PM COMP 06/25/2015 11:35:44 STP903HH NBSD 9032AN
PM COMP 04/24/2015 16:39:08 NBCNI 9011SAN
PM COMP 04/08/2015 10:34:09 NTP24ADAMXA NBCNI 9011SAN
PM COMP 05/14/2015 16:39:56 STP502OSPD NBSD 9032SAN
PM COMP 02/17/2015 15:32:55 STP502OSPDA NBSD 9032SAN



PM COMP 02/17/2015 15:34:41 STP502OSPDB NBSD 9032SAN
PM COMP 06/25/2015 12:27:26 PTP204IAPCB NBPL 9032SAN
PM COMP 06/25/2015 12:27:51 PPS2PDB NBPL 9032SAN
PM COMP 03/24/2015 14:38:53 NTPTPA NBCNI 9031MN
PM COMP 06/25/2015 11:36:14 STP904HL NBSD 9032AN
PM COMP 06/25/2015 11:36:40 STP904HH NBSD 9032AN
PM COMP 04/08/2015 10:47:49 NTP23BOSMXA NBCNI 9011SAN
PM COMP 06/25/2015 16:09:38 STP401PCA 9032SAN
PM COMP 06/25/2015 16:09:38 STP401PCB 9032SAN
PM COMP 06/25/2015 10:53:24 STP501IAPCA NBSD 9032SAN
PM COMP 03/24/2015 14:53:45 NTPSCBAA NBCNI 9031MN
PM COMP 06/25/2015 11:37:04 STP905HL NBSD 9032AN
PM COMP 06/25/2015 11:34:13 STP902HL NBSD 9032AN
PM WSCH 03/02/2015 11:34:27 9032AN
PM COMP 04/08/2015 10:43:00 NTP6AMX NBCNI 9011SAN
PM COMP 05/14/2015 16:43:06 STP501IAPCB NBSD 9032SAN
PM COMP 02/17/2015 15:36:15 STP501IAPCC NBSD 9032SAN
PM COMP 03/24/2015 14:53:06 NTPSCBAB NBCNI 9031MN
PM COMP 03/24/2015 14:51:49 NTPEBA NBCNI 9031MN
PM COMP 06/01/2015 10:43:29 NTP27LI NBCNI 9032AN
PM COMP 06/01/2015 10:42:05 NTP26LI NBCNI 9032AN
PM COMP 04/08/2015 10:49:38 NTP23BOSPH NBCNI 9020MN4
PM COMP 04/08/2015 10:40:53 NTP6BMX NBCNI 9011SAN
PM COMP 06/25/2015 10:52:56 STP502IAPCA NBSD 9032SAN
PM COMP 05/14/2015 16:43:38 STP502IAPCB NBSD 9032SAN
PM COMP 02/17/2015 15:37:55 STP502IAPCC NBSD 9032SAN
PM COMP 03/24/2015 11:36:36 9031MN
CM COMP 02/19/2015 15:42:19 NBPL
CM COMP 02/13/2015 14:03:25 NBSD
CM TRANS 06/30/2015 17:19:35 NTP28PA NBCNI
CM TRANS 06/30/2015 17:19:35 NTP28PB NBCNI
CM COMP 06/30/2015 11:48:40 NAB
PM COMP 04/08/2015 13:12:26 NTPSCBAB NBCNI 9031MN
PM COMP 04/08/2015 10:47:12 NTP7RK NBCNI 9011SAN
PM COMP 04/08/2015 10:34:55 NTP34MX NBCNI 9011SAN
PM COMP 05/13/2015 12:49:12 STP201RK NBSD 9032SAN
PM COMP 05/13/2015 12:50:16 STP202RK NBSD 9032SAN
PM COMP 05/13/2015 12:50:50 STP203RK NBSD 9032SAN
CM COMP 04/20/2015 10:03:17 NBSD
PM COMP 04/22/2015 12:45:46 ATP101AN NAB 9013AN2
PM COMP 04/08/2015 13:12:26 NTPEBA NBCNI 9031MN
PM COMP 06/25/2015 16:22:37 9031MN
PM COMP 04/22/2015 12:43:34 ATP102PH NAB 9020MN4
PM COMP 05/13/2015 12:51:25 STP204RK NBSD 9032SAN
PM COMP 05/13/2015 12:48:06 STP801MX NBSD 9032SAN
PM COMP 05/13/2015 12:51:55 STP802MX NBSD 9032SAN
PM COMP 04/22/2015 12:46:18 ATP102OSAN NAB 9013AN2
PM COMP 03/16/2015 10:40:00 SPS7GN NBSD 9017MN5
PM COMP 03/12/2015 14:08:29 STPSBA NBSD 9031MN
PM COMP 03/12/2015 14:08:52 STPSBB NBSD 9031MN
PM COMP 04/08/2015 10:51:39 NTP24ADAPH NBCNI 9020MN4
PM COMP 04/08/2015 10:51:06 NTP23BOSPH NBCNI 9020MN4
PM INPRG 08/07/2015 14:36:17 NTPSCBAB NBCNI 9031MN
PM INPRG 08/07/2015 14:36:17 NTPEBA NBCNI 9031MN
PM WSCH 08/06/2015 10:31:56 9031MN



PM INPRG 08/06/2015 10:50:00 STPSBA NBSD 9031MN
PM INPRG 08/06/2015 10:50:00 STPSBB NBSD 9031MN
PM INPRG 08/06/2015 10:50:00 STPEBA NBSD 9031MN
CM COMP 08/24/2015 10:12:13 STP402MX NBSD
CM INPRG 08/10/2015 11:26:17 NBPL
CM COMP 08/13/2015 18:19:00 NBSD
CM INPRG 08/12/2015 16:24:05 NBSD
CM INPRG 08/14/2015 11:43:42 NAB
PM INPRG 08/06/2015 10:50:00 STPTPA NBSD 9031MN
CM INPRG 08/07/2015 09:46:52 NTP21TK NBCNI
CM INPRG 08/12/2015 14:25:49 NBCNI
CM INPRG 08/13/2015 15:42:32 NBCNI
CM INPRG 08/14/2015 16:00:05 NBCNI
CM COMP 08/23/2015 15:30:00 NBSD
CM COMP 08/20/2015 09:45:23 NBCNI
CM INPRG 08/20/2015 16:18:14 NBCNI



JPDESC ACTFINISH PMNUM
Predictive Maintenance 10/17/2012 14:14:43
Predictive Maintenance 08/02/2012 10:58:03
Predictive Maintenance 08/02/2012 10:59:33
Predictive Maintenance 10/17/2012 14:35:45
Predictive Maintenance 10/17/2012 14:37:24
Predictive Maintenance 10/17/2012 14:39:02
Predictive Maintenance 10/18/2012 12:01:32
Predictive Maintenance 08/02/2012 10:47:46
Predictive Maintenance 08/02/2012 10:49:33
Predictive Maintenance 10/17/2012 13:49:49
Predictive Maintenance 08/02/2012 11:15:10
Predictive Maintenance 08/02/2012 11:35:01
Predictive Maintenance 08/02/2012 11:49:54
Predictive Maintenance 08/02/2012 10:54:16
Predictive Maintenance 08/02/2012 10:55:55
Predictive Maintenance 08/02/2012 10:36:48
Predictive Maintenance 08/02/2012 10:41:27
Predictive Maintenance 08/02/2012 10:45:59
Predictive Maintenance 06/25/2015 15:38:35 PRDSRSA2
Predictive Maintenance 08/02/2012 11:55:35
Predictive Maintenance 08/02/2012 11:05:02
Predictive Maintenance 10/18/2012 12:03:17
Predictive Maintenance 10/18/2012 12:04:42
Predictive Maintenance 08/02/2012 10:18:41
Predictive Maintenance 08/02/2012 10:30:54
Predictive Maintenance 08/02/2012 10:34:03
Predictive Maintenance 08/02/2012 11:07:08
Predictive Maintenance 08/02/2012 11:09:35
Predictive Maintenance 08/02/2012 11:13:27
Predictive Maintenance 10/18/2012 12:05:56
Predictive Maintenance 10/18/2012 12:07:29
Predictive Maintenance 06/25/2015 15:38:35
Predictive Maintenance 06/25/2015 15:38:35
Predictive Maintenance 08/02/2012 10:15:47
Predictive Maintenance 08/02/2012 11:01:00
Predictive Maintenance 08/02/2012 11:03:06
Predictive Maintenance 06/25/2015 15:38:35 PRDSRSA2
Predictive Maintenance 06/25/2015 15:38:35
Predictive Maintenance 06/25/2015 15:38:35 PRDSRSA3
Predictive Maintenance 06/25/2015 15:38:35

06/25/2015 15:38:35
Predictive Maintenance 06/25/2015 15:38:35
Predictive Maintenance 06/25/2015 15:38:35

06/25/2015 15:38:35
06/25/2015 15:38:35

Centrifugal Pump Lubrication 06/25/2015 15:38:35
Centrifugal Pump Lubrication 06/25/2015 15:38:35
Centrifugal Pump Lubrication 06/25/2015 15:38:35 PCSRSAN3
Centrifugal Pump Lubrication 06/25/2015 15:38:35 PCSRSAN2
Centrifugal Pump Lubrication 06/25/2015 15:38:35
Centrifugal Pump Lubrication 06/25/2015 15:38:35

03/24/2015 11:18:42
03/24/2015 11:18:42

Predictive Maintenance 07/01/2013 14:50:38



Predictive Maintenance 07/01/2013 14:50:38
Predictive Maintenance 07/01/2013 14:50:38
Mixer and Rake Lubrication 07/02/2013 13:30:42
Predictive Maintenance 07/01/2013 14:50:38
Predictive Maintenance 07/01/2013 14:50:38
Mixer and Rake Lubrication 07/02/2013 13:30:42
Predictive Maintenance 07/01/2013 14:50:38
Predictive Maintenance 07/01/2013 14:50:38
Predictive Maintenance 07/01/2013 14:50:38
Monthly Safety Equipment Inspection and or Certification 06/25/2015 15:38:35 SECRPM7
Predictive Maintenance 07/01/2013 14:50:38
Predictive Maintenance 07/02/2013 12:17:07
Predictive Maintenance 07/02/2013 12:17:07
Annual Safety Equipment Inspection and or Certification 07/02/2013 13:30:42
Annual Safety Equipment Inspection and or Certification 07/02/2013 13:30:42
Annual Sensor Inspection/Certification 07/02/2013 13:30:42
Annual Sensor Inspection/Certification 07/02/2013 13:30:42
Annual Sensor Inspection/Certification 06/25/2015 15:38:35 ISCRPM11
Semi-Annual Safety Equipment Inspection and or Certification 06/25/2015 15:38:35 SECRPM9
Predictive Maintenance 07/02/2013 13:30:42
Predictive Maintenance 06/25/2015 15:38:35 PRDSRSA2
Predictive Maintenance 07/02/2013 12:17:07
Predictive Maintenance 07/01/2013 14:50:38
Mixer and Rake Lubrication 07/02/2013 13:30:42
Predictive Maintenance 07/02/2013 12:17:07
Predictive Maintenance 07/02/2013 12:17:07
Predictive Maintenance 07/02/2013 12:17:07
Predictive Maintenance 07/02/2013 12:17:07
Predictive Maintenance 07/02/2013 12:17:07
Predictive Maintenance 07/02/2013 12:17:07
Predictive Maintenance 07/02/2013 12:17:07
Predictive Maintenance 07/01/2013 14:50:38
Predictive Maintenance 07/01/2013 14:50:38
Predictive Maintenance 07/02/2013 12:17:07
Predictive Maintenance 07/02/2013 12:17:07
Predictive Maintenance 06/25/2015 15:38:35 PRDSRSA3
Predictive Maintenance 07/02/2013 12:17:07
Predictive Maintenance 06/25/2015 15:38:35
Predictive Maintenance 06/25/2015 15:38:35
Predictive Maintenance 07/02/2013 12:17:07
Predictive Maintenance 07/02/2013 12:17:07
Predictive Maintenance 07/02/2013 12:17:07
Predictive Maintenance 06/25/2015 15:38:35
Predictive Maintenance 06/25/2015 15:38:35
Annual Safety Equipment Inspection and or Certification 06/25/2015 15:38:35 SECRPM1
Predictive Maintenance 06/25/2015 15:38:35 PRDSRSA4
Predictive Maintenance 07/02/2013 13:30:42
Predictive Maintenance 07/02/2013 13:30:42
Mixer and Rake Lubrication 06/25/2015 15:38:35 MXSRSAN2
Predictive Maintenance 07/02/2013 13:30:42
Predictive Maintenance 07/02/2013 13:30:42
Carbon Change Out 06/25/2015 15:38:35 CR30D
Annual Sensor Inspection/Certification 06/25/2015 15:38:35
Annual Sensor Inspection/Certification 06/25/2015 15:38:35
Annual Generator Maintenance Checklist 06/25/2015 15:38:35 GNSRPM25



Annual Sensor Inspection/Certification 06/25/2015 15:38:35
Annual Sensor Inspection/Certification 06/25/2015 15:38:35
Annual Sensor Inspection/Certification 06/25/2015 15:38:35
Annual Sensor Inspection/Certification 07/02/2013 12:17:07
Annual Sensor Inspection/Certification 07/02/2013 12:17:07
Annual Sensor Inspection/Certification 07/02/2013 12:17:07
Annual Sensor Inspection/Certification 07/02/2013 12:17:07
Annual Sensor Inspection/Certification 07/02/2013 12:17:07
Carbon Change Out 06/25/2015 15:38:35 CR30D
Carbon Change Out 06/25/2015 15:38:35 CR30D
Annual Sensor Inspection/Certification 06/25/2015 15:38:35 ISCRPM14
Annual Sensor Inspection/Certification 07/02/2013 13:30:42
Annual Sensor Inspection/Certification 07/02/2013 13:30:42
Annual Sensor Inspection/Certification 07/02/2013 13:30:42
Annual Sensor Inspection/Certification 07/02/2013 12:17:07
Annual Sensor Inspection/Certification 07/02/2013 12:17:07
Annual Sensor Inspection/Certification 07/02/2013 12:17:07
Annual Sensor Inspection/Certification 07/02/2013 13:30:42
Annual Sensor Inspection/Certification 07/02/2013 13:30:42
Annual Sensor Inspection/Certification 07/02/2013 13:30:42
Annual Sensor Inspection/Certification 07/02/2013 13:30:42
Annual Sensor Inspection/Certification 07/02/2013 13:30:42
Annual Sensor Inspection/Certification 07/02/2013 13:30:42
Annual Sensor Inspection/Certification 07/02/2013 13:30:42
Annual Sensor Inspection/Certification 06/25/2015 15:41:38
Annual Sensor Inspection/Certification 07/02/2013 12:17:07
Annual Sensor Inspection/Certification 06/25/2015 15:41:38
Annual Sensor Inspection/Certification 07/02/2013 13:30:42
Annual Sensor Inspection/Certification 07/02/2013 13:30:42
Annual Sensor Inspection/Certification 07/02/2013 13:30:42
Monthly Safety Equipment Inspection and or Certification 06/25/2015 15:41:38 SECRPM7

06/30/2015 11:47:36
Annual Sensor Inspection/Certification 07/02/2013 13:30:42
Annual Sensor Inspection/Certification 06/25/2015 15:41:38 ISCRPM27
Positive Displacement Pump Lubrication 06/25/2015 15:41:38 PDSRSAN4
Annual Sensor Inspection/Certification 06/25/2015 15:41:38 ISCRPM01
Annual Sensor Inspection/Certification 06/25/2015 15:41:38
Annual Sensor Inspection/Certification 07/02/2013 13:30:42
Annual Sensor Inspection/Certification 06/25/2015 15:41:38 ISCRPM24
Predictive Maintenance 06/25/2015 15:41:38 PRDSRSA2
Predictive Maintenance 06/25/2015 15:41:38
Predictive Maintenance 06/25/2015 15:41:38

07/13/2015 16:00:00

07/02/2015 12:07:13
Annual Fork Truck Inspection 07/07/2015 14:11:32 1085
Annual Fork Truck Inspection 07/07/2015 14:10:54
Clean / Calibrate pH probe 05/31/2015 10:43:00 PHSRMN5
Clean / Calibrate pH probe 05/31/2015 10:43:00 PHSRMN6
Clean / Calibrate pH probe 06/30/2015 16:39:00 PHSRMN4



Clean / Calibrate pH probe 06/10/2015 22:36:00 PHSRMN5
Bio-trickler quarterly job plan 07/16/2015 12:54:00 BTSRQT1

05/13/2015 11:49:00
06/30/2015 17:19:35
05/29/2015 14:54:00
05/22/2015 14:54:00
05/28/2015 14:45:00
06/30/2015 17:19:35
06/30/2015 17:19:35

Monthly Safety Equipment Inspection and or Certification 06/30/2015 11:47:22 SECRPM8
DAF Chain Lubrication DAF1095
Test Run Electrical Generator GNCYPM1M
Zinc Inspection 06/10/2015 11:11:22 ANINPM21
Zinc Inspection 06/10/2015 11:08:00
Monthly Safety Equipment Inspection and or Certification 06/25/2015 14:10:06
Monthly Safety Equipment Inspection and or Certification 06/25/2015 14:11:10
Annual Sensor Inspection/Certification ISCRPM27
Annual Sensor Inspection/Certification
Annual Sensor Inspection/Certification
Zinc Inspection 06/10/2015 11:08:00
Monthly Safety Equipment Inspection and or Certification 06/25/2015 14:12:06
Monthly Safety Equipment Inspection and or Certification 06/25/2015 14:13:28
Annual Sensor Inspection/Certification
Leak Detection 07/14/2015 14:13:00 LDCRPM06
21 Day Carbon Order 06/10/2015 11:36:27 CC365D
21 Day Carbon Order 06/10/2015 11:32:48
Recurring Tank Inspections 06/02/2015 09:30:00 TKINPM80
UPS Inspecton 06/09/2015 14:29:35
Clean / Calibrate pH probe 07/07/2015 12:00:00 PHSRMN3
Monthly Safety Equipment Inspection and or Certification SECRPM8
21 Day Carbon Order 06/10/2015 11:33:38
21 Day Carbon Order 06/10/2015 11:34:21
21 Day Carbon Order 06/10/2015 11:35:07
21 Day Carbon Order 06/10/2015 11:35:46
30 Day Carbon Order 06/10/2015 11:19:38
30 Day Carbon Order 06/10/2015 11:26:06
30 Day Carbon Order 06/10/2015 11:25:29
UPS Inspecton 06/09/2015 14:30:08
UPS Inspecton 06/25/2015 10:23:14
UPS Inspecton 06/25/2015 10:24:09
UPS Inspecton 06/25/2015 10:25:04
Clean / Calibrate pH probe 04/30/2015 14:54:00 PHSRMN6
Clean / Calibrate pH probe 04/30/2015 12:42:00 PHSRMN7
30 Day Carbon Order 06/10/2015 11:24:53
30 Day Carbon Order 06/10/2015 11:24:14
30 Day Carbon Order 06/10/2015 11:23:32
Coalescer Pack Cleaning 06/30/2015 10:53:00 COSRSAN2

04/02/2015 09:53:00
05/05/2015 10:58:17

UPS Inspecton 06/25/2015 10:26:21
UPS Inspecton 06/09/2015 14:31:50
UPS Inspecton 06/09/2015 14:32:18
Annual Safety Equipment Inspection and or Certification 06/30/2015 10:53:00
Annual Safety Equipment Inspection and or Certification 04/09/2015 09:47:00
Coalescer Pack Cleaning 06/16/2015 10:55:00



Coalescer Pack Cleaning 06/23/2015 11:05:00
UPS Inspecton 06/09/2015 14:32:41
UPS Inspecton 06/09/2015 14:33:07
UPS Inspecton 06/09/2015 14:33:34
Annual Safety Equipment Inspection and or Certification 04/10/2015 09:47:00
Annual Safety Equipment Inspection and or Certification 04/27/2015 09:47:00
Coalescer Pack Cleaning 06/23/2015 11:05:00
Test Run Electrical Generator 06/30/2015 11:42:53 GNCYPM1M
UPS Inspecton 06/09/2015 14:34:01
UPS Inspecton 06/22/2015 09:38:00
UPS Inspecton 06/22/2015 09:38:00
UPS Inspecton 06/22/2015 09:38:00
Monthly Safety Equipment Inspection and or Certification 04/21/2015 11:18:00
Monthly Safety Equipment Inspection and or Certification 04/21/2015 11:18:00
Test Run Electrical Generator 06/25/2015 10:22:13
Annual Sensor Inspection/Certification 06/05/2015 13:09:00
Annual Sensor Inspection/Certification 01/27/2015 14:06:00
UPS Inspecton 06/22/2015 09:38:00
UPS Inspecton 06/22/2015 09:38:00
UPS Inspecton 06/22/2015 09:38:00

06/30/2015 17:19:35
04/15/2015 11:15:00
04/29/2015 14:05:00

Test Run Electrical Generator 05/04/2015 11:29:00
Annual Sensor Inspection/Certification 01/27/2015 14:06:00
Annual Sensor Inspection/Certification 06/05/2015 15:39:00
Annual Sensor Inspection/Certification 06/05/2015 15:39:00
UPS Inspecton 06/22/2015 09:38:00
UPS Inspecton 06/22/2015 09:38:00
UPS Inspecton 06/30/2015 11:48:32

07/01/2015 11:30:40
07/01/2015 11:30:40

Test Run Electrical Generator 05/04/2015 11:29:00
Test Run Electrical Generator 05/07/2015 09:47:00
Annual Sensor Inspection/Certification 06/05/2015 13:09:00
Annual Sensor Inspection/Certification 06/05/2015 15:39:00

07/01/2015 11:30:40
Test Run Electrical Generator 05/07/2015 01:00:00
Leak Detection LDCRPM17
Annual Sensor Inspection/Certification ISCRPM20
Annual Sensor Inspection/Certification 06/30/2015 17:41:05
Annual Sensor Inspection/Certification 01/30/2015 14:06:00

06/30/2015 12:22:58
Leak Detection 05/08/2015 09:47:00
Leak Detection 05/08/2015 09:47:00
Leak Detection 05/08/2015 09:47:00
Annual Sensor Inspection/Certification 01/30/2015 14:06:00
Annual Sensor Inspection/Certification 06/25/2015 16:13:06 ISCRPM24
Annual Sensor Inspection/Certification 06/25/2015 16:13:06

08/11/2015 10:42:00
07/23/2015 15:32:00

07/09/2015 15:10:06
07/02/2015 17:12:00



Leak Detection 05/08/2015 09:47:00
Leak Detection 05/29/2015 14:54:00

05/30/2015 09:41:00 NISKPM01
Clean / Calibrate pH probe 06/15/2015 13:49:00 PHSRMN3
Annual Sensor Inspection/Certification 06/25/2015 16:13:06
Annual Sensor Inspection/Certification 06/25/2015 16:13:06
Annual Sensor Inspection/Certification 06/25/2015 12:37:26

08/06/2015 16:04:01
06/30/2015 11:31:00
07/29/2015 15:21:00

Recurring Tank Inspections
Clean / Calibrate pH probe 05/29/2015 09:38:00 PHSRMN4
Annual Sensor Inspection/Certification 06/25/2015 12:38:16
Clean / Calibrate pH probe 06/28/2015 08:57:00 PHSRMN2
Annual Sensor Inspection/Certification
Clean / Calibrate pH probe 07/31/2015 14:13:00
SAN DIEGO SPILL KIT CLEAN AND INSPECT 05/30/2015 09:41:00
SAN DIEGO SPILL KIT CLEAN AND INSPECT 05/30/2015 09:41:00
Clean / Calibrate pH probe 06/29/2015 08:57:00 PHSRMN1
Test Run Electrical Generator 06/12/2015 11:54:35
Test Run Electrical Generator 06/12/2015 11:53:08
Test Run Electrical Generator 06/11/2015 21:54:00
Monthly Safety Equipment Inspection and or Certification 06/30/2015 10:53:00 SECRPM6
Monthly Safety Equipment Inspection and or Certification 06/30/2015 11:37:59
Test Run Electrical Generator 07/09/2015 11:05:00
Test Run Electrical Generator 07/12/2015 11:23:00
Test Run Electrical Generator 07/16/2015 11:05:00
Test Run Electrical Generator 07/08/2015 17:27:00
Annual Sensor Inspection/Certification ISCRPM06
Annual Sensor Inspection/Certification
Annual Sensor Inspection/Certification
Annual Sensor Inspection/Certification
Annual Sensor Inspection/Certification
Leak Detection LDCRPM07
Leak Detection 07/14/2015 14:13:00
Leak Detection 07/14/2015 14:13:00
Clean / Calibrate pH probe 07/29/2015 14:36:00 PHSRMN2
Clean / Calibrate pH probe 07/16/2015 17:00:00 PHSRMN4
Clean / Calibrate pH probe 07/30/2015 15:59:00 PHSRMN6
Clean / Calibrate pH probe PHSRMN1
Clean / Calibrate pH probe 08/10/2015 12:08:35 PHSRMN7
Monthly Safety Equipment Inspection and or Certification 07/29/2015 14:13:00
Clean / Calibrate pH probe 07/30/2015 15:59:00 PHSRMN5
Monthly Safety Equipment Inspection and or Certification 07/29/2015 16:05:00
Monthly Safety Equipment Inspection and or Certification 07/29/2015 16:05:00
Monthly Safety Equipment Inspection and or Certification 07/29/2015 16:12:13
Monthly Safety Equipment Inspection and or Certification 07/31/2015 14:13:00 SECRPM6
Test Run Electrical Generator 08/10/2015 11:11:27
Test Run Electrical Generator 08/10/2015 11:09:10



Test Run Electrical Generator 08/10/2015 11:10:19
Test Run Electrical Generator 08/10/2015 11:07:57
Zinc Inspection 08/07/2015 11:59:37
DAF Chain Lubrication DAF1095
Test Run Electrical Generator GNCYPM1M
Clean / Calibrate pH probe 04/25/2015 20:06:00 PHSRMN2
Clean / Calibrate pH probe 04/25/2015 20:00:00 PHSRMN3
Clean / Calibrate pH probe 06/16/2015 10:55:00 PHSRMN2
Test Run Electrical Generator 06/23/2015 09:38:00
Test Run Electrical Generator 06/12/2015 13:49:00
Monthly Safety Equipment Inspection and or Certification 06/30/2015 11:37:59
Monthly Safety Equipment Inspection and or Certification 06/30/2015 11:37:59
Clean / Calibrate pH probe 05/01/2015 13:55:00 PHSRMN4
Clean / Calibrate pH probe 05/04/2015 15:30:00 PHSRMN7

05/04/2015 15:36:00 PPS2COMM
05/04/2015 15:42:00 PPS3COMM

SECRPM4
Semi-Annual Safety Equipment Inspection and or Certification 06/30/2015 11:40:58 SECRPM5
Annual Sensor Inspection/Certification ISCRPM01
Annual Sensor Inspection/Certification 06/05/2015 15:39:00
Monthly Safety Equipment Inspection and or Certification 06/30/2015 11:37:59
Monthly Safety Equipment Inspection and or Certification 06/30/2015 11:46:43 SECRPM7
Annual Safety Equipment Inspection and or Certification SECRPM1
Annual Safety Equipment Inspection and or Certification 04/27/2015 09:47:00
Monthly Safety Equipment Inspection and or Certification 05/30/2015 09:41:00 SECRPM6
Monthly Safety Equipment Inspection and or Certification 05/30/2015 09:41:00 SECRPM6
Monthly Safety Equipment Inspection and or Certification 06/01/2015 09:46:51
Annual Sensor Inspection/Certification 06/05/2015 13:09:00
Annual Sensor Inspection/Certification 06/03/2015 08:57:00
Annual Sensor Inspection/Certification 06/30/2015 17:41:05
Recurring Tank Inspections 06/02/2015 15:00:00 TKINPM81
UPS Inspecton 06/30/2015 11:48:32 UPSINPM
Monthly Safety Equipment Inspection and or Certification 04/27/2015 09:47:00
Monthly Safety Equipment Inspection and or Certification 06/01/2015 09:47:38
Monthly Safety Equipment Inspection and or Certification 06/01/2015 09:46:51
Monthly Safety Equipment Inspection and or Certification 06/01/2015 09:46:51
Annual Sensor Inspection/Certification 06/02/2015 15:00:00
Annual Sensor Inspection/Certification 06/02/2015 15:00:00
Annual Sensor Inspection/Certification 06/02/2015 15:00:00
UPS Inspecton 06/25/2015 11:47:14
UPS Inspecton 06/22/2015 09:38:00

06/11/2015 15:59:30
06/30/2015 17:19:35
07/01/2015 10:43:03
07/01/2015 11:30:40
06/30/2015 17:19:35
06/25/2015 08:57:00

Monthly Safety Equipment Inspection and or Certification 06/01/2015 09:47:38
Monthly Safety Equipment Inspection and or Certification 06/01/2015 09:46:51
Annual Sensor Inspection/Certification 06/02/2015 15:00:00
Annual Sensor Inspection/Certification 06/25/2015 12:34:02
Annual Sensor Inspection/Certification 06/25/2015 12:34:29
Monthly Safety Equipment Inspection and or Certification 04/27/2015 09:47:00
Monthly Safety Equipment Inspection and or Certification 04/21/2015 11:18:00
Monthly Safety Equipment Inspection and or Certification 06/25/2015 16:21:11 SECRPM8



Monthly Safety Equipment Inspection and or Certification 06/25/2015 10:49:40
Annual Sensor Inspection/Certification 06/25/2015 12:34:58
Annual Sensor Inspection/Certification 06/25/2015 12:35:38

06/30/2015 17:19:35
06/30/2015 17:19:35

08/12/2015 10:42:00

08/13/2015 10:49:00

07/01/2015 14:25:00
07/31/2015 14:17:32

Monthly Safety Equipment Inspection and or Certification 04/21/2015 11:18:00
06/25/2015 11:22:00
05/29/2015 14:54:00
06/30/2015 17:19:35
05/13/2015 09:47:00
05/18/2015 13:27:00

Monthly Safety Equipment Inspection and or Certification 06/25/2015 10:50:33
Monthly Safety Equipment Inspection and or Certification 06/25/2015 10:51:15
Annual Sensor Inspection/Certification 06/25/2015 12:36:11
Annual Sensor Inspection/Certification 06/25/2015 12:36:42
Annual Sensor Inspection/Certification 06/25/2015 12:37:03

07/06/2015 11:41:00

07/01/2015 11:31:45

08/04/2015 19:24:00

07/01/2015 11:31:00
06/30/2015 14:25:00

Recurring Tank Inspections
06/02/2015 16:05:01
06/30/2015 17:19:35
04/23/2015 10:30:00
06/17/2015 11:08:00
05/13/2015 11:49:00
06/25/2015 16:55:34
05/01/2015 17:00:00

Semi-Annual Active Carbon Fan Running 05/04/2015 09:53:00 CA201SA
Semi-Annual Active Carbon Fan Running 05/04/2015 09:53:00 CA202SA
Monthly Safety Equipment Inspection and or Certification 06/25/2015 10:51:39

05/22/2015 14:46:00
07/01/2015 10:43:03
07/01/2015 10:43:03
06/11/2015 16:00:48

Annual Sensor Inspection/Certification 06/25/2015 16:13:06
Annual Sensor Inspection/Certification 06/25/2015 12:37:51
Annual Sensor Inspection/Certification 06/25/2015 16:13:06
Annual Sensor Inspection/Certification
Annual Sensor Inspection/Certification



07/13/2015 17:00:00
Semi-Annual Active Carbon Fan Running 05/04/2015 09:53:00 CA203SA
Semi-Annual Active Carbon Fan Running 05/04/2015 09:53:00 CA204SA
Semi-Annual Active Carbon Fan Running 05/04/2015 09:53:00 CAPS13SA

05/13/2015 01:00:00
05/29/2015 14:45:00
05/27/2015 14:21:00
06/23/2015 12:01:04

Semi-Annual Active Carbon Fan Running 06/22/2015 09:38:00 1083
Semi-Annual Active Carbon Fan Running 06/23/2015 09:42:52
Leak Detection 06/25/2015 10:20:43 LDCRPM23
Clean / Calibrate pH probe 06/30/2015 17:47:27 PHSRMN1

07/17/2015 11:18:00
07/29/2015 17:00:00
07/16/2015 11:18:00

Annual Fork Truck Inspection 07/07/2015 14:09:23
Zinc Inspection ANINPM39
Semi-Annual Active Carbon Fan Running 05/04/2015 09:53:00 CAPS2SA
Semi-Annual Active Carbon Fan Running 05/04/2015 09:53:00 CAPS4SA
Semi-Annual Active Carbon Fan Running 05/04/2015 09:53:00 CAPS7SA
Semi-Annual Active Carbon Fan Running 06/23/2015 09:42:52
Semi-Annual Active Carbon Fan Running 06/23/2015 09:42:52
Semi-Annual Active Carbon Fan Running 06/22/2015 09:38:00
Clean / Calibrate pH probe 06/25/2015 15:39:00 PHSRMN3
Clean / Calibrate pH probe 06/11/2015 01:00:00 PHSRMN6
Zinc Inspection 07/07/2015 12:00:00
Semi-Annual Active Carbon Fan Running 05/04/2015 09:53:00 CAPS9SA
Semi-Annual Active Carbon Fan Running 05/04/2015 09:53:00 CAT101SA
Test Run Electrical Generator 06/25/2015 16:20:40 GNCYPM1M
Semi-Annual Active Carbon Fan Running 06/22/2015 09:38:00
Semi-Annual Active Carbon Fan Running 06/23/2015 09:42:52
30 Day Carbon Order 06/10/2015 11:28:00 CC5Y
30 Day Carbon Order 06/10/2015 11:27:23
30 Day Carbon Order 06/10/2015 11:26:46
Clean / Calibrate pH probe 06/25/2015 12:38:50 PHSRMN7
Test Run Electrical Generator 07/10/2015 11:23:00
Test Run Electrical Generator 07/12/2015 11:23:00
Test Run Electrical Generator 05/04/2015 11:29:00
Test Run Electrical Generator 05/04/2015 11:29:00
Leak Detection 06/25/2015 15:49:41 LDCRPM17

04/17/2015 09:57:00
Clean and ship instrument to HACH for calibration. 04/20/2015 12:38:00 INCAL02
Clean / Calibrate pH probe 04/23/2015 02:30:00 PHSRMN1
Carbon Change Out 06/25/2015 15:44:43 CR30D
Annual Fork Truck Inspection 06/25/2015 15:46:01 1085
Zinc Inspection 08/07/2015 11:58:15
Predictive Maintenance
Predictive Maintenance
Predictive Maintenance
Predictive Maintenance 08/14/2015 13:53:00
Predictive Maintenance
Predictive Maintenance 08/14/2015 13:53:00
Predictive Maintenance 08/14/2015 13:53:00



Predictive Maintenance 08/14/2015 13:53:00
Mixer and Rake Lubrication
Predictive Maintenance
Predictive Maintenance
Predictive Maintenance PRDSRSA3
Predictive Maintenance
Predictive Maintenance
Annual Safety Equipment Inspection and or Certification
Annual Safety Equipment Inspection and or Certification 08/10/2015 11:12:44
Mixer and Rake Lubrication
Predictive Maintenance 08/14/2015 13:53:00
Predictive Maintenance
Predictive Maintenance 08/14/2015 13:53:00
Predictive Maintenance
Predictive Maintenance
Annual Safety Equipment Inspection and or Certification SECRPM2
Annual Safety Equipment Inspection and or Certification 08/10/2015 11:13:57
Monthly Safety Equipment Inspection and or Certification SECRPM6
Mixer and Rake Lubrication
Predictive Maintenance 08/14/2015 13:53:00
Predictive Maintenance 08/14/2015 13:53:00
Predictive Maintenance PRDSRSA4
Annual Safety Equipment Inspection and or Certification SECRPM3
Annual Safety Equipment Inspection and or Certification 08/10/2015 11:21:23
Monthly Safety Equipment Inspection and or Certification
Monthly Safety Equipment Inspection and or Certification
Mixer and Rake Lubrication
Clean / Calibrate pH probe 08/13/2015 10:42:00 PHSRMN1
Mixer and Rake Lubrication
Mixer and Rake Lubrication
Clean / Calibrate pH probe PHSRMN2
Clean / Calibrate pH probe 08/21/2015 12:48:00 PHSRMN3
Clean / Calibrate pH probe PHSRMN4
Clean / Calibrate pH probe PHSRMN5
Clean / Calibrate pH probe PHSRMN6
Clean / Calibrate pH probe PHSRMN7

PPS2COMM
PPS3COMM

Predictive Maintenance PRDSRSA1
Predictive Maintenance PRDSRSA2
Predictive Maintenance
Predictive Maintenance
Predictive Maintenance
Predictive Maintenance
Predictive Maintenance
Predictive Maintenance
Predictive Maintenance
Predictive Maintenance
Predictive Maintenance
Monthly Safety Equipment Inspection and or Certification 08/10/2015 12:12:39
Monthly Safety Equipment Inspection and or Certification 08/10/2015 12:13:30
Monthly Safety Equipment Inspection and or Certification 08/10/2015 12:14:16
Monthly Safety Equipment Inspection and or Certification 08/10/2015 12:15:03
Recurring Tank Inspections 07/07/2015 12:00:00 TKINPM82
Vehicle Service Annual Check TRSRVPM2



Mixer and Rake Lubrication
06/30/2015 17:19:35
06/30/2015 10:25:00
03/13/2015 16:48:00
03/13/2015 16:48:00
06/30/2015 17:19:35
02/17/2015 09:52:00
06/29/2015 16:10:00
06/29/2015 16:10:00
06/29/2015 16:10:00
06/29/2015 16:10:00
06/29/2015 16:10:00
06/29/2015 16:10:00
06/29/2015 16:10:00
06/29/2015 16:10:00
06/29/2015 16:10:00
06/29/2015 16:10:00
06/29/2015 16:10:00
06/29/2015 16:10:00
06/29/2015 16:10:00
01/08/2015 12:10:00
07/01/2015 10:43:03

Monthly Safety Equipment Inspection and or Certification 06/25/2015 16:21:47 SECRPM8
07/01/2015 10:43:03

Vehicle Service Annual Check
Vehicle Service Annual Check
Vehicle Service Annual Check
Clean / Calibrate pH probe 04/30/2015 14:54:00 PHSRMN5
Vehicle Service Annual Check
Vehicle Service Annual Check 07/31/2015 14:13:00
Vehicle Service Annual Check
Vehicle Service Annual Check
Vehicle Service Annual Check
Zinc Inspection 06/30/2015 11:24:11 ANINPM35
Predictive Maintenance 06/30/2015 11:21:22 PRDSRSA4
Monthly Safety Equipment Inspection and or Certification 03/24/2015 11:23:01 SECRPM8

06/25/2015 10:13:36
06/30/2015 17:19:35
06/30/2015 17:19:35

Mixer and Rake Lubrication 04/08/2015 15:40:00
Annual Safety Equipment Inspection and or Certification 03/24/2015 11:21:23 SECRPM2
Annual Sensor Inspection/Certification 07/01/2015 13:14:21
Annual Sensor Inspection/Certification 07/01/2015 13:14:21
Centrifugal Pump Lubrication 07/01/2015 13:14:21
Annual Safety Equipment Inspection and or Certification 03/24/2015 11:21:48 SECRPM3
Predictive Maintenance 04/05/2015 09:20:00
Predictive Maintenance 04/05/2015 09:20:00
Monthly Safety Equipment Inspection and or Certification 03/24/2015 11:20:21 SECRPM8
Predictive Maintenance 06/30/2015 11:19:42
Monthly Safety Equipment Inspection and or Certification 03/24/2015 11:22:10 SECRPM8

08/27/2014 09:46:00
Test Run Electrical Generator 03/24/2015 11:22:41 GNCYPM1M
Centrifugal Pump Lubrication 07/01/2015 13:14:21



Positive Displacement Pump Lubrication 07/01/2015 13:14:21
Positive Displacement Pump Lubrication 07/01/2015 13:14:21
Annual Sensor Inspection/Certification 07/01/2015 13:14:21
Annual Sensor Inspection/Certification 07/01/2015 13:14:21
Annual Sensor Inspection/Certification 07/01/2015 13:14:21
Annual Sensor Inspection/Certification 07/01/2015 13:14:21
Annual Sensor Inspection/Certification 07/01/2015 13:14:21
Annual Sensor Inspection/Certification 07/01/2015 13:14:21
Annual Sensor Inspection/Certification 07/01/2015 13:14:21
Annual Sensor Inspection/Certification 07/01/2015 13:14:21
Predictive Maintenance 06/30/2015 11:19:42 PRDSRSA3
Test Run Electrical Generator 03/24/2015 11:19:53 GNCYPM1M

07/01/2015 10:43:03
Zinc Inspection 02/21/2015 05:56:00 ANINPM31
Test Run Electrical Generator 03/24/2015 11:20:47 GNCYPM1M
Predictive Maintenance 04/05/2015 09:20:00
Predictive Maintenance 06/30/2015 11:19:42
Annual Sensor Inspection/Certification 06/30/2015 17:47:27
Annual Sensor Inspection/Certification 02/03/2015 09:27:00
Annual Sensor Inspection/Certification 02/03/2015 09:27:00
Annual Sensor Inspection/Certification 02/03/2015 09:27:00
Annual Sensor Inspection/Certification 02/03/2015 09:27:00
Test Run Electrical Generator 01/11/2015 15:00:00
Test Run Electrical Generator 01/11/2015 15:00:00
Clean / Calibrate pH probe 01/14/2015 16:35:00 PHSRMN7
Monthly Safety Equipment Inspection and or Certification 02/07/2015 12:53:00 SECRPM6

03/05/2015 16:37:40
02/11/2015 17:00:00
03/24/2015 11:25:26 SECRPM4

Test Run Electrical Generator 01/11/2015 11:01:00
Monthly Safety Equipment Inspection and or Certification 04/08/2015 13:16:14
Monthly Safety Equipment Inspection and or Certification 04/08/2015 13:16:14
Monthly Safety Equipment Inspection and or Certification 03/24/2015 11:25:46 SECRPM5

01/26/2015 09:12:00
03/17/2015 11:19:32
06/19/2015 09:44:00
03/03/2015 13:13:00
02/25/2015 11:45:00
06/30/2015 17:55:18
02/13/2015 15:05:38
07/01/2015 10:43:03

Annual Sensor Inspection/Certification 01/30/2015 10:55:00
Annual Sensor Inspection/Certification 01/30/2015 10:55:00
Annual Sensor Inspection/Certification 06/05/2015 08:57:00

06/29/2015 16:10:00
04/29/2015 15:46:00
03/17/2015 11:20:36

Zinc Inspection 03/12/2015 13:58:00 ANINPM04
Recurring Tank Inspections 01/28/2015 18:56:00 TKINPM68
Annual Sensor Inspection/Certification 06/05/2015 08:57:00
Annual Sensor Inspection/Certification 06/29/2015 08:57:00

07/01/2015 10:43:03
Monthly Safety Equipment Inspection and or Certification 12/31/2014 12:53:00 SECRPM6
Monthly Safety Equipment Inspection and or Certification 01/14/2015 16:35:00
UPS Inspecton 03/24/2015 11:28:42 UPSINPM



UPS Inspecton 01/09/2015 14:32:00
UPS Inspecton 01/09/2015 10:37:00
UPS Inspecton 01/09/2015 16:35:00
Recurring Tank Inspections 06/30/2015 17:41:05 TKINPM76
Vehicle Service Annual Check 03/02/2015 11:47:57 TRSRVPM2
UPS Inspecton 01/09/2015 10:37:00
UPS Inspecton 01/09/2015 10:37:00
UPS Inspecton 01/09/2015 10:37:00
Bio-trickler quarterly job plan 12/30/2014 15:46:00 BTSRQT1
Vehicle Service Annual Check 03/02/2015 11:41:24
Vehicle Service Annual Check 03/02/2015 11:42:41
Vehicle Service Annual Check 03/02/2015 11:43:54
UPS Inspecton 01/09/2015 10:37:00
UPS Inspecton 01/09/2015 10:37:00
UPS Inspecton 01/09/2015 10:37:00
Vehicle Service Annual Check 03/02/2015 11:45:05
Vehicle Service Annual Check 03/02/2015 11:46:15

07/01/2015 10:43:03
02/18/2015 10:16:38

Annual Sensor Inspection/Certification 06/30/2015 11:30:08 ISCRPM37
Vehicle Service Annual Check 03/02/2015 11:47:57
Vehicle Service Annual Check 03/02/2015 11:47:57

02/18/2015 15:39:00
02/11/2015 21:35:30
02/09/2015 21:28:00

Test Run Electrical Generator 01/11/2015 15:00:00
Vehicle Service Annual Check 03/02/2015 11:47:57
Vehicle Service Annual Check 03/02/2015 11:47:57
Test Run Electrical Generator 01/11/2015 15:00:00
Test Run Electrical Generator 02/26/2015 10:01:00

11/19/2014 10:10:00
Zinc Inspection 01/18/2015 14:19:18 ANINPM49
Test Run Electrical Generator 02/26/2015 10:01:00
Leak Detection 06/25/2015 10:56:44 LDCRPM02
Clean / Calibrate pH probe 01/30/2015 12:38:00 PHSRMN1
Annual Sensor Inspection/Certification 06/30/2015 11:30:08
SAN DIEGO SPILL KIT CLEAN AND INSPECT 12/29/2014 15:46:00
Clean / Calibrate pH probe 02/07/2015 10:29:00 PHSRMN2
Monthly Safety Equipment Inspection and or Certification 03/24/2015 11:23:49 SECRPM8
Clean / Calibrate pH probe 02/07/2015 10:29:00 PHSRMN3
Clean / Calibrate pH probe 01/12/2015 10:06:00 PHSRMN5
Test Run Electrical Generator 03/24/2015 11:27:36 GNCYPM1M
Test Run Electrical Generator 01/11/2015 15:00:00
Clean / Calibrate pH probe 01/12/2015 10:06:00 PHSRMN6
Annual Fork Truck Inspection 03/24/2015 11:24:12 1085
Semi-Annual Active Carbon Fan Running 01/06/2015 10:10:00
Semi-Annual Active Carbon Fan Running 01/06/2015 10:10:00
Semi-Annual Active Carbon Fan Running 01/06/2015 10:10:00
Monthly Safety Equipment Inspection and or Certification 01/14/2015 16:35:00
Monthly Safety Equipment Inspection and or Certification 01/14/2015 16:35:00
Monthly Safety Equipment Inspection and or Certification 01/14/2015 16:35:00
UPS Inspecton 01/09/2015 16:35:00
UPS Inspecton 01/09/2015 10:37:00
UPS Inspecton 01/09/2015 10:37:00
Semi-Annual Active Carbon Fan Running 01/06/2015 10:10:00



UPS Inspecton 01/14/2015 16:35:00
01/02/2015 16:08:55
01/11/2015 12:10:00
01/26/2015 09:14:26

Bio-trickler quarterly job plan 06/17/2015 10:53:00 BTSRQT1
Test Run Electrical Generator 03/24/2015 11:29:05 GNCYPM1M
Test Run Electrical Generator 01/11/2015 15:00:00
Test Run Electrical Generator 01/11/2015 15:00:00
Clean / Calibrate pH probe 02/07/2015 10:29:00 PHSRMN4
Monthly Safety Equipment Inspection and or Certification 04/08/2015 13:16:14
Monthly Safety Equipment Inspection and or Certification 04/08/2015 13:16:14
Monthly Safety Equipment Inspection and or Certification 01/13/2015 16:35:00
Monthly Safety Equipment Inspection and or Certification 01/13/2015 16:35:00
Monthly Safety Equipment Inspection and or Certification 01/13/2015 16:35:00
Monthly Safety Equipment Inspection and or Certification 01/13/2015 16:35:00

05/18/2015 14:53:00
07/01/2015 11:30:40
06/25/2015 16:54:36
03/03/2015 13:13:00

Monthly Safety Equipment Inspection and or Certification 03/24/2015 11:35:43 SECRPM8
03/03/2015 11:15:00

Zinc Inspection 08/07/2015 12:00:30 ANINPM32
07/25/2015 18:52:00
07/30/2015 09:44:00
07/30/2015 09:44:00

07/28/2015 15:21:00

07/24/2015 15:21:00
08/03/2015 15:59:00
08/24/2015 12:30:36
07/30/2015 15:59:00

02/11/2015 21:39:35
03/27/2015 12:47:00
08/06/2015 16:02:54

Zinc Inspection 02/05/2015 15:00:00 ANINPM31
Annual Sensor Inspection/Certification 06/30/2015 11:30:08
Semi-Annual Active Carbon Fan Running 01/06/2015 10:10:00
Semi-Annual Active Carbon Fan Running 01/06/2015 10:10:00
Zinc Inspection 01/09/2015 10:37:00 ANINPM47

07/01/2015 10:43:03
07/01/2015 10:43:03
07/01/2015 10:43:03
01/26/2015 09:13:13

Test Run Electrical Generator 03/24/2015 11:24:35 GNCYPM1M
Annual Generator Maintenance Checklist 03/24/2015 11:25:00 GNSRPM25
Annual Sensor Inspection/Certification 01/30/2015 10:55:00
Leak Detection 02/05/2015 14:08:00 LDCRPM46
Zinc Inspection 06/30/2015 11:27:32 ANINPM40
Annual Sensor Inspection/Certification 06/30/2015 11:30:08
Leak Detection 06/30/2015 11:33:09 LDCRPM48
Leak Detection 03/24/2015 10:06:00
Leak Detection 03/18/2015 10:06:00



Test Run Electrical Generator 03/24/2015 11:23:22 GNCYPM1M
Leak Detection 06/30/2015 12:39:08 LDCRPM50

12/29/2014 15:46:00 NISKPM01
SAN DIEGO SPILL KIT CLEAN AND INSPECT 12/29/2014 15:46:00
Annual Generator Maintenance Checklist 01/11/2015 15:00:00
Clean / Calibrate pH probe 01/11/2015 10:37:00 PHSRMN5
Clean / Calibrate pH probe 01/11/2015 10:37:00 PHSRMN6
Monthly Safety Equipment Inspection and or Certification 03/24/2015 11:26:53 SECRPM8
Clean / Calibrate pH probe 01/11/2015 11:59:00 PHSRMN7
Annual Generator Maintenance Checklist 01/11/2015 15:00:00
Monthly Safety Equipment Inspection and or Certification 04/08/2015 13:17:00
Monthly Safety Equipment Inspection and or Certification 04/08/2015 13:17:00

01/02/2015 14:44:00
Vehicle Service Annual Check 01/28/2015 18:56:00
Monthly Safety Equipment Inspection and or Certification 04/08/2015 13:17:00
Monthly Safety Equipment Inspection and or Certification 04/08/2015 13:17:00

04/19/2015 09:57:00
Semi-Annual Active Carbon Fan Running 01/15/2015 18:56:00 1083
Monthly Safety Equipment Inspection and or Certification 03/24/2015 11:27:55 SECRPM7
Monthly Safety Equipment Inspection and or Certification 03/24/2015 11:28:16 SECRPM8
Predictive Maintenance 04/05/2015 09:20:00
Predictive Maintenance 04/05/2015 09:20:00
Test Run Electrical Generator 06/25/2015 16:23:10 GNCYPM1M
Test Run Electrical Generator 03/15/2015 10:37:00
Annual Sensor Inspection/Certification
Vehicle Service Annual Check
Predictive Maintenance 04/05/2015 09:20:00
Predictive Maintenance 04/05/2015 09:20:00
Predictive Maintenance 05/13/2015 12:47:01
Annual Sensor Inspection/Certification
Leak Detection 04/03/2015 10:29:00 LDCRPM10
Vehicle Service Annual Check

07/30/2015 10:42:00
07/30/2015 09:44:00

07/16/2015 17:00:00

07/20/2015 20:24:00
07/29/2015 15:21:00
08/13/2015 10:49:00

Annual Sensor Inspection/Certification 06/05/2015 08:57:00
Predictive Maintenance 06/25/2015 10:32:58
Predictive Maintenance 06/25/2015 10:33:58
Predictive Maintenance 02/17/2015 15:43:21
Clean / Calibrate pH probe 03/31/2015 12:38:00 PHSRMN1
Clean / Calibrate pH probe 03/31/2015 10:29:00 PHSRMN2

07/20/2015 19:00:00

07/23/2015 10:17:00
07/29/2015 15:21:00

07/29/2015 10:25:38
08/11/2015 10:42:00
08/06/2015 16:03:32



Annual Sensor Inspection/Certification 01/30/2015 10:55:00
Annual Sensor Inspection/Certification 06/29/2015 08:57:00
Predictive Maintenance 02/17/2015 15:44:27
Predictive Maintenance 02/17/2015 15:45:29
Predictive Maintenance 06/25/2015 10:36:36
Clean / Calibrate pH probe 03/31/2015 10:29:00 PHSRMN4
Test Run Electrical Generator 08/17/2015 12:03:00
Test Run Electrical Generator 08/20/2015 14:18:00
Annual Sensor Inspection/Certification 06/29/2015 08:57:00
Annual Sensor Inspection/Certification 01/27/2015 16:54:00
Annual Sensor Inspection/Certification 01/27/2015 16:54:00
Predictive Maintenance 06/25/2015 10:34:57
Predictive Maintenance 05/13/2015 16:36:00
Clean / Calibrate pH probe 03/19/2015 10:34:00 PHSRMN5
Clean / Calibrate pH probe 03/19/2015 10:34:00 PHSRMN6
Test Run Electrical Generator 02/25/2015 10:01:00
Clean and ship instrument to HACH for calibration. 02/26/2015 10:30:00 INCAL01
Annual Sensor Inspection/Certification 06/25/2015 16:08:19 ISCRPM04
Annual Sensor Inspection/Certification 01/27/2015 16:54:00
Annual Sensor Inspection/Certification 01/27/2015 16:54:00
Predictive Maintenance 06/25/2015 16:10:41 PRDSRSA4
Predictive Maintenance 06/25/2015 12:21:50
Predictive Maintenance 06/25/2015 12:22:15
Clean / Calibrate pH probe 04/06/2015 14:33:40 PHSRMN7

04/29/2015 15:46:00
Annual Sensor Inspection/Certification 01/27/2015 16:54:00
Annual Sensor Inspection/Certification 06/15/2015 14:35:00
Annual Sensor Inspection/Certification 06/15/2015 14:35:00
Predictive Maintenance 06/25/2015 12:22:37
Predictive Maintenance 06/25/2015 12:22:58
Predictive Maintenance 06/25/2015 12:23:17
Monthly Safety Equipment Inspection and or Certification 03/24/2015 12:53:00 SECRPM6
Monthly Safety Equipment Inspection and or Certification 04/08/2015 13:12:26
Annual Sensor Inspection/Certification 06/29/2015 08:57:00
Annual Sensor Inspection/Certification 01/30/2015 10:55:00
Annual Sensor Inspection/Certification 01/30/2015 10:55:00
Predictive Maintenance 06/25/2015 12:23:37
Predictive Maintenance 06/25/2015 12:24:12
Monthly Safety Equipment Inspection and or Certification 04/08/2015 13:12:26
Monthly Safety Equipment Inspection and or Certification 03/12/2015 14:09:17
Leak Detection 02/05/2015 14:08:00
Annual Sensor Inspection/Certification 01/30/2015 10:55:00
Recurring Tank Inspections 06/30/2015 17:41:05
Predictive Maintenance 06/25/2015 12:24:40
Predictive Maintenance 06/25/2015 12:25:03
Predictive Maintenance 06/25/2015 12:25:26
Monthly Safety Equipment Inspection and or Certification 03/12/2015 14:09:42
Vehicle Service Annual Check 06/30/2015 12:39:08 TRSRVPM2
Annual Sensor Inspection/Certification 06/25/2015 11:23:44
Annual Sensor Inspection/Certification 06/25/2015 11:27:12
Annual Sensor Inspection/Certification 06/25/2015 11:27:38
Monthly Safety Equipment Inspection and or Certification 02/28/2015 12:53:00 SECRPM6
Monthly Safety Equipment Inspection and or Certification 03/12/2015 14:03:52
Vehicle Service Annual Check 06/30/2015 12:39:08
Vehicle Service Annual Check 06/30/2015 12:39:08



Annual Sensor Inspection/Certification 06/25/2015 11:28:37
Annual Sensor Inspection/Certification 06/25/2015 11:29:02
Annual Sensor Inspection/Certification 06/25/2015 11:29:25
Monthly Safety Equipment Inspection and or Certification 03/12/2015 14:04:33
Monthly Safety Equipment Inspection and or Certification 03/12/2015 14:05:09
Vehicle Service Annual Check 06/30/2015 12:39:08
Vehicle Service Annual Check 06/30/2015 12:39:08
Vehicle Service Annual Check 06/30/2015 12:39:08
Annual Sensor Inspection/Certification 06/25/2015 11:26:44
Mixer and Rake Lubrication 04/24/2015 16:39:08
Monthly Safety Equipment Inspection and or Certification 03/12/2015 14:05:51

06/30/2015 17:55:18
04/23/2015 09:47:00
07/01/2015 10:43:03

Vehicle Service Annual Check 06/29/2015 08:57:00
Vehicle Service Annual Check 06/30/2015 10:53:00
Mixer and Rake Lubrication 04/24/2015 16:39:08

03/09/2015 09:22:00
02/21/2015 11:45:00
04/09/2015 17:45:00
06/12/2015 10:55:00

Zinc Inspection ANINPM03
07/01/2015 10:43:03
03/18/2015 10:02:00
03/18/2015 10:02:00
03/18/2015 10:02:00
03/18/2015 12:30:00
03/24/2015 13:39:00
04/29/2015 17:20:00
05/18/2015 13:27:00
06/15/2015 13:49:00
06/30/2015 17:19:35
06/30/2015 17:19:35
06/30/2015 17:19:35

Mixer and Rake Lubrication 04/07/2015 10:29:00
Mixer and Rake Lubrication 04/07/2015 10:29:00
Zinc Inspection 06/30/2015 11:35:47 ANINPM09

04/10/2015 09:53:00
04/14/2015 09:53:00
07/01/2015 10:43:03
04/14/2015 09:57:00

Zinc Inspection 04/08/2015 15:29:32 ANINPM13
Mixer and Rake Lubrication 04/07/2015 10:29:00
Zinc Inspection 03/31/2015 18:25:00
Zinc Inspection 04/08/2015 15:29:32
Clean / Calibrate pH probe 02/28/2015 10:29:00 PHSRMN4
Zinc Inspection 04/13/2015 10:30:33
Bio-trickler quarterly job plan 05/01/2015 13:55:00 BTSRQT1
Clean / Calibrate pH probe 02/13/2015 11:58:00 PHSRMN5
Clean / Calibrate pH probe 02/13/2015 11:58:00 PHSRMN6
Clean / Calibrate pH probe 02/10/2015 18:06:00 PHSRMN7
Predictive Maintenance 05/13/2015 12:52:33
Predictive Maintenance 02/17/2015 15:53:38
Predictive Maintenance 02/17/2015 15:39:48
Test Run Electrical Generator 03/15/2015 10:37:00



Test Run Electrical Generator 03/15/2015 10:37:00
Vehicle Service Annual Check 06/30/2015 10:53:00
Vehicle Service Annual Check 06/30/2015 10:53:00

04/09/2015 17:45:00
03/12/2015 10:13:00
06/11/2015 15:56:17
03/31/2015 19:39:00
03/18/2015 10:41:00
03/12/2015 16:00:00
03/11/2015 17:24:00
06/30/2015 17:55:18
04/17/2015 09:57:00
04/10/2015 09:53:00
07/01/2015 10:43:03
04/10/2015 10:00:00
03/26/2015 11:18:00

Zinc Inspection 04/08/2015 15:24:16
Zinc Inspection 04/07/2015 15:22:00
Vehicle Service Annual Check 06/30/2015 10:53:00
Zinc Inspection 04/08/2015 15:28:19 ANINPM34

06/29/2015 16:10:00
Test Run Electrical Generator 06/25/2015 16:22:14 GNCYPM1M
Test Run Electrical Generator 04/17/2015 09:57:00
Test Run Electrical Generator 04/17/2015 09:57:00
Test Run Electrical Generator 04/17/2015 09:57:00
Test Run Electrical Generator 04/17/2015 09:57:00
Test Run Electrical Generator 04/14/2015 11:15:00
Test Run Electrical Generator 04/14/2015 17:00:00
Annual Sensor Inspection/Certification ISCRPM11
Annual Sensor Inspection/Certification 04/09/2015 10:27:00
Annual Sensor Inspection/Certification 04/09/2015 10:27:00
Annual Sensor Inspection/Certification 04/23/2015 10:27:00
Annual Sensor Inspection/Certification 04/23/2015 10:27:00
Annual Sensor Inspection/Certification 04/23/2015 10:27:00
Annual Sensor Inspection/Certification 06/30/2015 10:53:00
Annual Sensor Inspection/Certification 06/30/2015 10:53:00
Annual Sensor Inspection/Certification 06/30/2015 10:53:00
Annual Sensor Inspection/Certification 04/23/2015 10:27:00
Clean and ship instrument to HACH for calibration. 08/06/2015 11:28:07 INCAL04
Mixer and Rake Lubrication MXSRSAN2

07/16/2015 17:00:00
07/17/2015 16:11:00

Mixer and Rake Lubrication
Mixer and Rake Lubrication
Mixer and Rake Lubrication
Mixer and Rake Lubrication
Test Run Electrical Generator 03/24/2015 11:36:04 GNCYPM1M
Test Run Electrical Generator 02/12/2015 13:58:00
Test Run Electrical Generator 02/12/2015 13:58:00

02/27/2015 12:42:00 PPS2COMM
02/27/2015 12:42:00 PPS3COMM



Predictive Maintenance PRDSRSA1
Predictive Maintenance PRDSRSA2
Predictive Maintenance 04/05/2015 09:20:00
Predictive Maintenance 02/17/2015 15:40:59
Predictive Maintenance 05/13/2015 16:36:00
Predictive Maintenance 02/17/2015 15:42:09
Test Run Electrical Generator 03/31/2015 11:15:00
Test Run Electrical Generator 03/31/2015 12:40:50

07/01/2015 10:43:03
Test Run Electrical Generator 02/12/2015 13:58:00
Predictive Maintenance 04/05/2015 09:20:00
Predictive Maintenance 04/05/2015 09:20:00
Predictive Maintenance 04/05/2015 09:20:00
Predictive Maintenance 02/17/2015 15:49:34
Predictive Maintenance 02/17/2015 15:50:43
Annual Sensor Inspection/Certification 06/25/2015 16:11:30 ISCRPM09
Annual Sensor Inspection/Certification 06/25/2015 11:42:19
Test Run Electrical Generator 02/12/2015 13:58:00
Test Run Electrical Generator 02/26/2015 10:30:00
Predictive Maintenance 04/05/2015 09:20:00
Predictive Maintenance 04/05/2015 09:20:00
Predictive Maintenance 02/17/2015 15:51:46
Predictive Maintenance 02/17/2015 15:52:41
Predictive Maintenance 05/13/2015 16:36:00
Annual Sensor Inspection/Certification 06/25/2015 11:42:46
Annual Sensor Inspection/Certification 06/25/2015 11:41:14
Annual Sensor Inspection/Certification 06/25/2015 11:41:55
Annual Sensor Inspection/Certification 06/25/2015 11:24:14
Annual Sensor Inspection/Certification 06/25/2015 11:24:47
Annual Sensor Inspection/Certification 06/25/2015 11:25:16
Predictive Maintenance 04/05/2015 09:20:00
Predictive Maintenance 04/05/2015 09:20:00
Predictive Maintenance 04/05/2015 09:20:00
Predictive Maintenance 05/13/2015 16:36:00
Predictive Maintenance 05/13/2015 16:36:00
Predictive Maintenance 06/25/2015 12:25:46
Annual Sensor Inspection/Certification 06/25/2015 11:33:15
Annual Sensor Inspection/Certification 06/25/2015 11:33:49
Annual Sensor Inspection/Certification 06/25/2015 11:37:29
Annual Sensor Inspection/Certification 06/25/2015 11:25:51
Annual Sensor Inspection/Certification 06/25/2015 11:26:20
Annual Sensor Inspection/Certification 06/25/2015 11:28:08
Predictive Maintenance 04/07/2015 09:26:21
Predictive Maintenance 06/25/2015 16:09:38 PRDSRSA3
Predictive Maintenance 02/17/2015 15:30:42
Predictive Maintenance 06/25/2015 12:26:09
Predictive Maintenance 06/25/2015 12:26:37
Predictive Maintenance 06/25/2015 12:27:00
Annual Sensor Inspection/Certification 06/25/2015 11:34:38
Annual Sensor Inspection/Certification 06/25/2015 11:35:11
Annual Sensor Inspection/Certification 06/25/2015 11:35:44
Mixer and Rake Lubrication 04/24/2015 16:30:00 MXSRSAN2
Mixer and Rake Lubrication 04/07/2015 10:29:00
Predictive Maintenance 05/13/2015 16:36:00
Predictive Maintenance 02/17/2015 15:32:55



Predictive Maintenance 02/17/2015 15:34:41
Predictive Maintenance 06/25/2015 12:27:26
Predictive Maintenance 06/25/2015 12:27:51
Monthly Safety Equipment Inspection and or Certification 03/24/2015 14:33:00
Annual Sensor Inspection/Certification 06/25/2015 11:36:14
Annual Sensor Inspection/Certification 06/25/2015 11:36:40
Mixer and Rake Lubrication 04/07/2015 10:29:00
Predictive Maintenance 06/25/2015 16:09:38
Predictive Maintenance 06/25/2015 16:09:38
Predictive Maintenance 06/25/2015 10:53:24
Monthly Safety Equipment Inspection and or Certification 03/24/2015 14:33:00
Annual Sensor Inspection/Certification 06/25/2015 11:37:04
Annual Sensor Inspection/Certification 06/25/2015 11:34:13
Annual Sensor Inspection/Certification ISCRPM14
Mixer and Rake Lubrication 04/07/2015 10:29:00
Predictive Maintenance 05/13/2015 16:36:00
Predictive Maintenance 02/17/2015 15:36:15
Monthly Safety Equipment Inspection and or Certification 03/24/2015 14:33:00
Monthly Safety Equipment Inspection and or Certification 03/24/2015 14:51:49
Annual Sensor Inspection/Certification 04/29/2015 10:27:00
Annual Sensor Inspection/Certification 04/29/2015 10:27:00
Clean / Calibrate pH probe 03/31/2015 10:29:00 PHSRMN3
Mixer and Rake Lubrication 04/07/2015 10:29:00
Predictive Maintenance 06/25/2015 10:52:56
Predictive Maintenance 05/13/2015 16:36:00
Predictive Maintenance 02/17/2015 15:37:55
Monthly Safety Equipment Inspection and or Certification 03/24/2015 11:36:36 SECRPM8

02/18/2015 15:39:00
02/13/2015 14:03:25
06/30/2015 17:19:35
06/30/2015 17:19:35
06/30/2015 10:53:00

Monthly Safety Equipment Inspection and or Certification 04/08/2015 13:12:26
Mixer and Rake Lubrication 04/07/2015 10:29:00
Mixer and Rake Lubrication 04/07/2015 10:29:00
Predictive Maintenance 05/13/2015 12:49:12
Predictive Maintenance 05/13/2015 12:50:16
Predictive Maintenance 05/13/2015 12:50:50

04/17/2015 09:57:00
Zinc Inspection 03/31/2015 12:38:00
Monthly Safety Equipment Inspection and or Certification 04/08/2015 13:12:26
Monthly Safety Equipment Inspection and or Certification 06/25/2015 16:22:37 SECRPM8
Clean / Calibrate pH probe 02/28/2015 12:38:00 PHSRMN1
Predictive Maintenance 05/13/2015 12:51:25
Predictive Maintenance 05/13/2015 12:48:06
Predictive Maintenance 05/13/2015 12:51:55
Zinc Inspection 03/31/2015 12:38:00
Test Run Electrical Generator 03/15/2015 10:37:00
Monthly Safety Equipment Inspection and or Certification 03/12/2015 14:08:29
Monthly Safety Equipment Inspection and or Certification 03/12/2015 14:08:52
Clean / Calibrate pH probe 02/28/2015 10:29:00 PHSRMN2
Clean / Calibrate pH probe 02/28/2015 10:29:00 PHSRMN3
Monthly Safety Equipment Inspection and or Certification
Monthly Safety Equipment Inspection and or Certification
Monthly Safety Equipment Inspection and or Certification SECRPM8



Monthly Safety Equipment Inspection and or Certification
Monthly Safety Equipment Inspection and or Certification
Monthly Safety Equipment Inspection and or Certification

08/24/2015 10:07:00

08/13/2015 18:19:00

Monthly Safety Equipment Inspection and or Certification

08/23/2015 15:30:00
08/19/2015 09:41:00



PMDESC

Semi Annual Predictive Maintenance  Service

Semi Annual Predictive Maintenance  Service

0

Semi Annual Positive Displacement Pump Service
Semi Annual Positive Displacement Pump Service



Semi-Annual Safety Equipment Certification/Inspection

Instrument certifications week 11
Multi-Annua/ 3 Monthl Safety Equipment Certification/ Inspection

Semi Annual Predictive Maintenance  Service

0

Annual Safety Equipment Certification/Inspection
Semi Annual Predictive Maintenance  Service

Semi Annual Mixer Service

Biotrickler Carbon Readings Every 30 Days

Generator service week 25



Biotrickler Carbon Readings Every 30 Days
Biotrickler Carbon Readings Every 30 Days
Instrument certifications week 14

Semi-Annual Safety Equipment Certification/Inspection

Instrument certifications week 27
Semi Annual Positive Displacement Pump Service
Instrument certifications week 01

Instrument certifications week 24
Semi Annual Predictive Maintenance  Service

Annual Fork Truck Service

Clean and calibrate pH meter
Clean and calibrate pH meter
Clean and calibrate pH meter



Clean and calibrate pH meter
Quarterly Biotrickler Service

Monthly Safety Equipment Certification/Inspection
DAF Chain Lubrication
Cycle Generators Monthly
Anode inspections week 21

Instrument certifications week 27

Leak Detection week 06
Carbon Change Out Every 365 Days

Industrial Waste Sludge Tank 34

Clean and calibrate pH meter
Monthly Safety Equipment Certification/Inspection

Clean and calibrate pH meter
Clean and calibrate pH meter

Coalescer Pack Cleaning/Service



Cycle Generators Monthly

Leak Detection week 17
Instrument certifications week 20

Instrument certifications week 24



NBCNI- SPILL KIT INSPECTIONS
Clean and calibrate pH meter

Clean and calibrate pH meter

Clean and calibrate pH meter

Clean and calibrate pH meter

Monthly Safety Equipment Certification/Inspection

Instrument certifications week 06

Leak Detection week 07

Clean and calibrate pH meter
Clean and calibrate pH meter
Clean and calibrate pH meter
Clean and calibrate pH meter
Clean and calibrate pH meter

Clean and calibrate pH meter

Monthly Safety Equipment Certification/Inspection



DAF Chain Lubrication
Cycle Generators Monthly
Clean and calibrate pH meter
Clean and calibrate pH meter
Clean and calibrate pH meter

Clean and calibrate pH meter
Clean and calibrate pH meter
PS2 CO Monitor.  Verify CO Monitor is operating, and replace batteries as needed.
Pump Station 3 CO Monitor Maintenance
Semi- Annual Safety Equipment Certification/Inspection
Semi Annual Safety Equipment Certification/Inspection
Instrument certifications week 01

Semi-Annual Safety Equipment Certification/Inspection
Annual Safety Equipment Certification/Inspection

Monthly Safety Equipment Certification/Inspection
Monthly Safety Equipment Certification/Inspection

Industrial Waste Sludge Day Tank 304
Semi Annual UPS Inspection

Monthly Safety Equipment Certification/Inspection



T - 201 Semi-Annual Active Carbon Fan Running
T - 202 Semi-Annual Active Carbon Fan Running



T - 203 Semi-Annual Active Carbon Fan Running
T - 204 Semi-Annual Active Carbon Fan Running
Pump Station 13 Semi-Annual Active Carbon Fan Running

Semi Anual NBCNI Active Carban Fan Run

Leak Detection week 23
Clean and calibrate pH meter

Anode inspections week 39
Pump Station 2 Semi-Annual Active Carbon Fan Running
Pump Station 4 Semi-Annual Active Carbon Fan Running
Pump Station 7 Semi-Annual Active Carbon Fan Running

Clean and calibrate pH meter
Clean and calibrate pH meter

Pump Station 9 Semi-Annual Active Carbon Fan Running
Receiving Basin T - 101 Semi-Annual Active Carbon Fan Running
Cycle Generators Monthly

Carbon Change Out Every 5 Years

Clean and calibrate pH meter

Leak Detection week 17

Clean and ship instrument to HACH for calibration.
Clean and calibrate pH meter
Biotrickler Carbon Readings Every 30 Days
Annual Fork Truck Service



0

Annual Safety Equipment Certification/Inspection

Monthly Safety Equipment Certification/Inspection

Semi Annual Predictive Maintenance  Service
Annual Safety Equipment Certification/Inspection

Clean and calibrate pH meter

Clean and calibrate pH meter
Clean and calibrate pH meter
Clean and calibrate pH meter
Clean and calibrate pH meter
Clean and calibrate pH meter
Clean and calibrate pH meter
PS2 CO Monitor.  Verify CO Monitor is operating, and replace batteries as needed.
Pump Station 3 CO Monitor Maintenance
Semi Annual Predictive Maintenance  Service
Semi Annual Predictive Maintenance  Service

Pump Station 1352 Tank
TRUCK SERVICE/ INSPECTION- Annual



Monthly Safety Equipment Certification/Inspection

Clean and calibrate pH meter

Anode inspections week 35
Semi Annual Predictive Maintenance  Service
Monthly Safety Equipment Certification/Inspection

Annual Safety Equipment Certification/Inspection

Annual Safety Equipment Certification/Inspection

Monthly Safety Equipment Certification/Inspection

Monthly Safety Equipment Certification/Inspection

Cycle Generators Monthly



0
Cycle Generators Monthly

Anode inspections week 31
Cycle Generators Monthly

Clean and calibrate pH meter
Monthly Safety Equipment Certification/Inspection

Semi- Annual Safety Equipment Certification/Inspection

Semi Annual Safety Equipment Certification/Inspection

Anode inspections week 04
Pump Station 1351 Tank

Monthly Safety Equipment Certification/Inspection

Semi Annual UPS Inspection



Industrial Waste Tank 1 A
TRUCK SERVICE/ INSPECTION- Annual

Quarterly Biotrickler Service

Instrument certifications week 37

Anode inspections week 49

Leak Detection week 01
Clean and calibrate pH meter

Clean and calibrate pH meter
Monthly Safety Equipment Certification/Inspection
Clean and calibrate pH meter
Clean and calibrate pH meter
Cycle Generators Monthly

Clean and calibrate pH meter
Annual Fork Truck Service



Quarterly Biotrickler Service
Cycle Generators Monthly

Clean and calibrate pH meter

Monthly Safety Equipment Certification/Inspection

Anode inspections week 32

Anode inspections week 31

Anode inspections week 47

Cycle Generators Monthly
Generator service week 25

Leak Detection week 46
Anode inspections week 40

Leak Detection week 48



Cycle Generators Monthly
Leak Detection week 50
NBCNI- SPILL KIT INSPECTIONS

Clean and calibrate pH meter
Clean and calibrate pH meter
Monthly Safety Equipment Certification/Inspection
Clean and calibrate pH meter

Semi Anual NBCNI Active Carban Fan Run
Semi-Annual Safety Equipment Certification/Inspection
Monthly Safety Equipment Certification/Inspection

Cycle Generators Monthly

Leak Detection week 10

Clean and calibrate pH meter
Clean and calibrate pH meter



Clean and calibrate pH meter

Clean and calibrate pH meter
Clean and calibrate pH meter

Clean and ship instrument to HACH for calibration.
Instrument certifications week 04

Semi Annual Predictive Maintenance  Service

Clean and calibrate pH meter

Monthly Safety Equipment Certification/Inspection

TRUCK SERVICE/ INSPECTION- Annual

Monthly Safety Equipment Certification/Inspection



Anode inspections week 03

Anode inspections week 09

Anode inspections week 13

Clean and calibrate pH meter

Quarterly Biotrickler Service
Clean and calibrate pH meter
Clean and calibrate pH meter
Clean and calibrate pH meter



Anode inspections week 34

Cycle Generators Monthly

Instrument certifications week 11

Clean and ship instrument to HACH for calibration.
Semi Annual Mixer Service

Cycle Generators Monthly

PS2 CO Monitor.  Verify CO Monitor is operating, and replace batteries as needed.
Pump Station 3 CO Monitor Maintenance



Semi Annual Predictive Maintenance  Service
Semi Annual Predictive Maintenance  Service

Instrument certifications week 09

0

Semi Annual Mixer Service



Instrument certifications week 14

Clean and calibrate pH meter

Monthly Safety Equipment Certification/Inspection

Monthly Safety Equipment Certification/Inspection
Clean and calibrate pH meter

Clean and calibrate pH meter
Clean and calibrate pH meter

Monthly Safety Equipment Certification/Inspection
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