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GENERAL NOTE

THE WORK SHALL BE PERFORMED AFTER AN ASBESTOS/LEAD SURVEY IS PERFORMED AND AFTER
THE ASBESTOS IS REMOVED AND CONTRACTING OFFICER INFORMED.

THE SCHEDULE OF WORK FOR BUILDING 1040 CORRY STATION SHALL BE SUBMITTED IN WRITING 5
DAYS IN ADVANCE BEFORE ANY WORK CAN BEGIN. THE SCHEDULE SHALL BE COORDINATED AND
APPROVED BY THE CONTRACTING OFFICER BEFORE ANY WORK CAN BEGIN.

THE NORMAL HOURS OF A WORKDAY SHALL BE BETWEEN 7:00 AM. AND 4:00 P.M. MONDAY THRU
FRIDAY, EXCEPT HOLIDAYS AND OBSERVED HOLIDAYS. ALL WORK TIME, OTHER THAN NORMAL
WORKING DAYS, SHALL BE REQUESTED IN WRITING, 3 DAYS IN ADVANCE.

THE SCOPE OF WORK IS TO DEMOLISH THE EXISTING BUILDING 1040 CORRY STATION.
REMOVE THE ENTIRE STRUCTURE, FOUNDATION, PIPING, PLUMBING, TO REMOVE AND DISPOSE OF THE
ONE STORY BUILDING AND LEVEL THE GROUND.

CAP OFF ALL THE EXISTING WATER PIPE(S) FROM THE BUILDING TO THE MAIN PIPE LINES.

REMOVE AND CAP OFF THE GAS PIPE FROM THE BUILDING TO THE MAIN PIPE LINE AND MOUNT A
VALVE FOR FUTURE CONNECTION.

REMOVE AND DISPOSE OF ALL THE MECHANICAL EQUIPMENT, DUCTWORK, SUPPLY DIFFUSER(S),
LOUVER(S), RETURN AIR GRILLE(S).

PROTECT FROM DESTRUCTION THE WATER LINE, MAIN GAS PIPE LINE, WASTE LINE, MANHOLE(S), FIRE
HYDRANT(S) LOCATED AROUND THE BUILDING 1040 CORRY STATION DURING THE DEMOLITION
PROCESS. ' THE CONSTRUCTOR SHALL BE RESPONSIBLE FOR ANY DAMAGE TO THESE ITEMS THAT
OCCURS DURING THE DEMOLITION PROCESS OF BUILDING 1040 CORRY STATION.

THE CONTRACTOR TO PROVIDE SHOP DRAWINGS OF THE MECHANICAL PLAN AND SITE PLAN WITH THE
LOCATION OF THE CAPPED OFF PIPING, ETC., AND THE GROUND AREA SHALL BE MARKED PROPERLY.
ALL FINAL DRAWINGS SHALL BE SUBMITTED IN AUTOCAD 2000 VERSION (UNLESS OTHERWISE
SPECIFIED). ANY EXTERNAL REFERENCES (XREF'S) SHALL BE BOUND TO THE DRAWINGS. FINAL
SUBMITTAL SHALL INCLUDE AUTOCAD FILES (DWG), ADOBE FILES (PDF), PLOT FILES (PLT), AND
PLOTTER PEN SETTINGS (CTB) TO BE HANDED OVER TO THE GOVERNMENT.

THE CONTRACTOR IS RESPONSIBLE FOR ANY DAMAGE THAT OCCURS DURING THE DEMOLITION AND
EXCAVATION PROCESS TO THE EXISTING UNDERGROUND PIPING, SEWER, WATER, ETC..

THE CONTRACTOR SHALL COLLECT AND STORE THE REFRIGERANT AND TURN OVER TO THE
GOVERNMENT.
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