STATEMENT OF WORK FOR LABOR & MATERIALS TO REPLACE CEILING PANELS AND DIRECTIONAL CAN LIGHTS IN VARIOUS HABITABILITY SPACES ABOARD 
USS CARTER HALL (LSD 50).

DISCUSSION

The spaces listed for habitability work contained herein are in need of repair and/or material replacement of ceiling panels and lighting on board CARTER HALL. 

Workmanship will support fundamental elements of standard quality and design and will not be guided by personal opinion or taste, but rather practical and reasonable standards.

The following specifications are generally stated requirements and are not technically detailed. 

A Site visit and further assessment of work is requested from Contractor to determine scope of work actually required is tentatively scheduled for 29 August 2012 at 1000 onboard ship.

The required work includes the following:

1. WARDROOM:  
a. Provide Labor and Materials to install approximately ____ Square Feet of .050 vinyl clad aluminum ceiling panels and associated grid material.  The overhead shall contain 18-each directional can lighting.  Overhead to include projector mount recessed in the overhead with laminated door to match the overhead (white in color and positive latches).

2. WARDROOM LOUNGE: 
a. Provide Labor and Materials to install approximately ____ Square Feet of.050 vinyl clad aluminum ceiling panels and associated grid material.  
b. Install 6each new wall scones

3. CPO MESS:
a. Provide Labor and Materials to install approximately ____Square Feet of.050 vinyl clad aluminum ceiling panels and associated grid material.  


      

