STATEMENT OF WORK

Re:  Buildings 1240 and 2227. 

Scope of Infrastructure installation:

For Bldg: 1240
Provide labor and materials to install 100 pairs of PE22 aerial copper cable from Pole P5-18 (Cable 7, pairs 501 - 600) and 12 strands of SM fiber from pole P5 -11 (strands 1 – 12). Install infrastructure into the training room in bay 3 on the 2nd floor of the building. Provide all hardware to create a fully functional Telecommunication Room (TR), to including a 4’X 8’ sheet of backboard, which will be placed at the designated location. The backboards will be painted with 2 coats of Fire Resistant/Flame Retardant paint. All cables will be certified in accordance with EIA/TIA 568B Standards.  Documentation shall include the required data fields in accordance with TIA/EIA-606-A.  
For Bldg: 2227
Provide labor and materials to install 25 pair of PE22 direct buried copper cable from Maintenance Hole (MH) 26-7 (Cable 8, pairs 1760200) to building 2227. Install the infrastructure under covered shelter in front of the building 2227. Provide all hardware to create a fully functional Telecommunication Room (TR), to include a backboard which will be placed at the designated location. The backboards will be painted with 2 coats of Fire Resistant/Flame Retardant paint. All cables will be certified in accordance with EIA/TIA 568B Standards.  Documentation shall include the required data fields in accordance with TIA/EIA-606-A.  
All of the below standards apply to all Telecommunications Projects aboard Marine Corps Logistics Base Albany. Contractor shall provide all labor, management, supervision, tools, supplies, incidental work, materials, and transportation necessary to install infrastructure in the above building. The exact location is to be shown by the Contracting Officer. Contractor shall verify all measurements prior to ordering materials.  All work shall be accomplished in strict accordance with prevailing industry standards, manufacturer’s written instructions and all applicable codes:
TIA/EIA 568-B.1        (2001; Addendum 2001) Commercial Building

                       Telecommunication Cabling Standard – Part 
                       1: General Requirements (ANSI/TIA/EIA-
                       568-B.1).
TIA/EIA 568-B.2        (2001; Addendum 2001) Commercial Building

                       Telecommunication Cabling Standard – Part 
                       2: Balanced Twisted Pair Cabling 
                       Components ANSI/TIA/EIA-568-B.2).
ANSI/TIA/EIA 606-A-B.1 (2002) Administration Standard for 
                       Telecommunication Infrastructure  

                       (ANSI/TIA/EIA-606).
TIA J-std-607-A        (2002) Commercial Building Grounding 

                       (Earthen and Bonding Requirement for 

                       Telecommunication.

TIA/EIA TSB -75        (1996) Additional Horizontal Cabling 

                       Practices for Open Offices.

TIA/EIA 569 –A         (1998; Addenda 200, 2001) Commercial 

                       Building Standards for Telecommunications 

                       Pathways and Spaces (ANSI/TIA/EIA-569-A)

