Additional information regarding the “fume tight” requirement indicated in the SOW for CLIN 0001 as follows:

Per 079v4 Para. 079-50.2.13(d) - Fumetight (FT). Minimizes the spread of

smoke,flame and combustible or toxic gas. Firezone boundaries are constructed, as

a minimum, to be fumetight.

AND

Per 079v4 Para. 079-53.3.4.6(c) Acceptance Criteria - Fumetight Structure.

There shall be no visible or discernible opening in the structure.

AND

Per NAVSEA S9LSD-BL-SBS-010/LSD-44 Para. 095-192 - Visual examinations of

fumetight structure shall be made by lighting one side of the structure and

darkening the other side. Fire zone bulkheads shall be visually examined for

tightness prior to painting or installation of insulation or sheathing.

Inspection shall be made from the dark side by sight.

Fumetight is not meant to stop every trace of smoke and noxious fume from

passing through the roller door, but MINIMIZE the spread.  

