Insulate Steam Trap Lines, Abovegound Trap Stations, NAVSTA NPT 
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Pic #1 – Though this is typical of the first 6 traps starting @ 7CC the remainder of the trap installations are similar.
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Picture #2 Trap Stations 007-010.
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Typical trap assembly, CPMD 007-010. Mud leg shown here
W8is the longest requiring new insulation and jacketing
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Typical Damaged Elbow
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Dypical trap assembly CPMD-01 through CPMD-06




