
300 GPM PUMP (ADDITIONAL PUMP AS REQ’D)





FLOAT VALVE





GOVERNMENT-SUPPLIED CITY WATER





FM = FLOWMETER


T= TEMPERATURE GAGE


P = PRESSURE GAGE





VALVES MAY BE ADDED OR OMITTED TO FACILTATE SYSTEM OPERATION UPON MUTUAL GOVERNMENT & CONTRACTOR AGREEMENT AS NECESSARY.





CHILLER SYSTEM DIAGRAM





GOVERNMENT-SUPPLED 460-VOLT, 3-PHASE ELECTRICAL POWER 





TYPICAL 4” ISOLATION VALVE





GOVERNMENT-SUPPLED 460-VOLT, 3-PHASE ELECTRICAL POWER 





SUPPLY TO GOVERNMENT DISTRIBUTION SYSTEM





RETURN FROM GOVERNMENT DISTRIBUTION SYSTEM











AUTOMATIC BYPASS OR SLIP STREAM VALVE
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100-TON RENTAL CHILLER
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SURGE TANK
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