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SEE SHEET E-001 AND E-002 FOR ELECTRICAL LEGEND, gl
RP2E3 -13,15,17 ABBREVIATIONS, AND GENERAL NOTES. % 3
RP2E3-8,10,12 RP2E3 -7,9,11 2. SEE SHEET E-601 FOR PANELBOARD SCHEDULES.
S é‘ & @_/ 3.  PROVIDE STANDARD 120V CONNECTION TO BE COORDINATED
WITH DIV 23 VAV CONTROL POWER.
) RP2E3 -22 ) RP2E3 -36 4. SYSTEMS FURNITURE CONNECTIONS ARE BASED UPON THREE
== RP2E3 -22 - RP2E3 -22 RP2W3 -23 CIRCUIT FURNITURE. COORDINATE WITH ACTUAL FF&E
PROVIDED AND PROVIDE CIRCUIT BREAKERS, BRANCH
2 CIRCUITING, WHIPS, AND FURNITURE CONNECTIONS IN
® ®© 5 ACCORDANCE WITH FURNITURE MANUFACTURER'S
INSTALLATION MANUAL.
RP2E3 -27 RP2E3 -20 i
RP2E3-366= =z
|k
RP2E3-24 RP2E3-36 1
1 1 @E} {JJ) ORP2ES 19212 NEW WORK NOTES: Tz
PoE3 92 ® @ . PROVIDE CEILING MOUNTED JUNCTION BOX FOR POWER
:5 RP2E3 -31,33,35 RP2E3 -37,39,41 b i) POLE CONNECTION TO MODULAR FURNITURE.
RP2E3 -14,16,18 SUITE RP2E3 -36 RP2E3 -36 2. PROVIDE 120V POWER FOR VAV BOX CONTROLS.
COORDINATE EXACT LOCATIONS WITH DIV 23.
RP2E3 -256= =9RP2E3 -25 3.  PROVIDE RECESSED JUNCTION BOX IN WALL FOR
Existing RP2E1 -14 RP2E3 -256= TRANSITION OF CONDUCTORS FROM CONDUIT IN WALL TO
DIVISION FLOOR MOUNTED RACEWAY TO SERVE POWERED TABLE
Existing RP2W1 24 WH-1 DIRECTOR COMPONENTS WITH PROVISIONS FOR POWER AND LOW
SP-1 Existing RP2W1 531D VOLTAGE CABLING. PROVIDE WHIP FROM FLOOR TO
-23,25 Existing RP2W1 -20 o =6 Existing RP2E1 -14 RP2E3 25 CONFERENCE TABLE IN ACCORDANCE WITH DETAIL SHOWN
/EXIstmg RP2W1 -19 Existing RP2W1 -22 ) ON SHEET AV-200. PROVIDE DUPLEX RECEPTACLE WITHIN
c i ¢ TABLE MOUNTED FLIP TOP ENCLOSURE AS INDICATED ON
30/NF di)gFCI ) _& Existing RP2W1 -22 ) 1 1 SHEET AV-300. COORDINATE WITH DIV. 27 AND 28.
RP2W3 2.4 6 ) 4.  PROVIDE CEILING EQUIPMENT BOX FOR CONNECTION TO
EN Bl RP2E3-1,3,5 RP2E3 -2,4,6 ® 2 RP2E3 -25 CEILING MOUNTED PROJECTOR AND PROJECTOR SCREEN
- . CONTROLS AS INDICATED ON SHEET AV-200. COORDINATE el g
o5 A Existing RP2W1 -22 RP2E3 -20 RP2ES -29 EXACT LOCATION WITH DIV 28, L ©
Existing RP2W1 -21 /\ ¢ 5.  PROVIDE IN-SET RECESSED RECEPTACLE AT 54" AFF FOR 3 Lic. No.DAT=3T o
Existing RP2W1 -22 &= 4 &= RP2E3 -29 WALL MOUNTED TV. PROVIDE CATV OUTLET ADJACENT TO ", 7 /z/1s &
5 5 Existing RP2E1 -15, =8 POWER RECEPTACLE. o g
® RP2E3 -34 -"'m,’};.‘. -
—©Existing RP2EM14 ® ﬂ\—/@-H —
RP2W3 -22 RPOE3 =22 RP2E3 -27 RP2E3 _25©= CONFERENCE 3
—©Existing RP2W1 -21 - 231G . | QBURNS
Existing RP2E1 _14 RP2E3 -26,28,30 Wiley|Wiison | S\MSDONNELL
Existing RP2E1 - Eéisting RP2E1-15 &= RP2E3 -29 JOINT VENTURE
— 1 isti - . . 2850 EISENHOWER AVENUE
FORP2W3-7,9,11 ® C AC. Existing RP2E1 -14 Existing RP2E1-15 || RP2E3 2@ RP2E3 -29 SUITE 200
RP2W3 -25,27,29 SE RP2W3 -21@= YGFCI < pJ=— S/S NON-FUSED (H) ﬁ ALEXANDRIA, VA 22314
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