
GENERAL NOTES

1. SEE FLOOR PLANS FOR DOOR SYMBOL
REFERENCES.

2. REFER TO SHEET A-611 FOR DOOR FRAME
DETAILS.

3. DOOR OPENING LOCATIONS:

A. IMMEDIATELY ADJACENT TO A FLANKING
WALL (6" TYP INCLUDING DOOR FRAME) U.N.O.

B. AT THE CENTERLINE OF ROOM, U.N.O.
C. DOOR OPENINGS IN OTHER LOCATIONS

ARE LOCATED BY 
DIMENSIONS.

4. SEE SPECIFICATIONS FOR HARDWARE
SCHEDULE.

5. ALL DOOR/ WINDOW FRAMES ARE WELDED
FRAMES, U.N.O.

6. GLASS:
A. INTERIOR DOOR/ WINDOW:
    1. CLEAR FLOAT GLASS (GL-1)
B. EXTERIOR DOOR/ WINDOW:
    1. LOW E, CLEAR, INSULATING GLASS (GL-2)
    2. SAFETY GLAZING AT ALL FULL GLASS 

DOORS AND SIDELIGHTS (GL-3).  

7. ALL EXTERIOR DOORS SHALL HAVE METAL
THRESHOLDS, SEE HARDWARE SCHEDULE.

8.    SEE SPECIFICATIONS FOR VISION PANELS.

9. ALL SOLID CORE WOOD DOORS TO BE STAIN
GRADE, U.N.O.

10.  REFER TO SPEC SECTION 09 06 00 COLOR
SCHEDULE FOR HOLLOW METAL DOOR AND
FRAME PAINT COLOR.

SCHEDULE NOTES

ABBREVIATIONS

1. AUTOMATIC SWINGING LOW ENERGY DOOR
2. CIPHER LOCK  (INSTALLED ON DOOR.
lOCATION OF SUMBOL ON FLOOR PLAN
INDICATES THE SIDE OF THE DOOR ON WHICH
THE LOCK IS INSTALLED.
3. UNEVEN PAIR DOOR
4. 180 DEGREE SWING
5. REMOTE RELEASE
6. KEYPAD
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DOOR AND FRAME SCHEDULE 605

IDENTIFICATION PANEL FRAME

FIRE
RATING

HARDWARE

NOTES
ROOM

NO. ROOM NAME
DOOR

NO.

DIMENSIONS

TYPE MATERIAL FINISH TYPE MATERIAL FINISH

FRAME DETAIL

GROUP ELECTRICAL

WIDTH

H HEAD JAMB SILLW1 W2
TOTAL
WIDTH

2C30 PRIVATE OFFICE, DEPARTMENT OF MEDICINE 2C30 3' - 0" 7' - 0" F WD STN 1 HM P A1 A2 - HW-01

2C31 PRIVATE OFFICE, DEPARTMENT OF MEDICINE 2C31 3' - 0" 7' - 0" F WD STN 1 HM P A1 A2 - HW-01

2C32 COPY ROOM 2C32 3' - 0" 7' - 0" F WD STN 1 HM P A1 A2 - HW-04

2C33 PRIVATE OFFICE, CLINICAL SUPPORT ADMIN 2C33 3' - 0" 7' - 0" F WD STN 1 HM P A1 A2 - HW-07

2C34 PRIVATE OFFICE, DEPARTMENT OF MEDICINE 2C34 3' - 0" 7' - 0" F WD STN 1 HM P A1 A2 - HW-07

2C36 MALE TOILET, MULTIPLE 2C36 3' - 0" 7' - 0" N WD STN 1 HM P A1 A2 - HW-05

2C37 ADMINISTRATIVE OFFICE, STANDARD FURNITURE 2C37 3' - 0" 7' - 0" F WD STN 1 HM P A1 A2 HW-01

2C38 ELECTRICAL ROOM, BUILDING COMMON 2C38 3' - 0" 7' - 0" F WD STN 1 HM P A1 A2 - HW-40

2C39 EQUIPMENT STORAGE 2C39 3' - 0" 7' - 0" F WD STN 1 HM P A1 A2 - HW-04

2C41 ADMINISTRATIVE OFFICE, HEALTH PHYSICISTS 2C41 3' - 0" 7' - 0" F WD STN 1 HM P A1 A2 - HW-01

2C43 ADMINISTRATIVE OFFICE, HEALTH PHYSICISTS 2C43 3' - 0" 7' - 0" F WD STN 1 HM P A1 A2 - HW-01

2C44 FEMALE TOILET, MULTIPLE 2C44 3' - 0" 7' - 0" F WD STN 1 HM P A1 A2 - HW-05

2C45 ADMINISTRATIVE OFFICE, HEALTH PHYSICISTS 2C45 3' - 0" 7' - 0" F WD STN 1 HM P A1 A2 - HW-01

2C46 JANITORS' CLOSET 2C46 3' - 0" 7' - 0" F WD STN 1 HM P A1 A2 - HW-04A

2C47 ADMINISTRATIVE OFFICE, HEALTH PHYSICISTS 2C47 3' - 0" 7' - 0" F WD STN 1 HM P A1 A2 - HW-01

2C99E CORRIDOR, BUILDING COMMON 2C49 3' - 0" 7' - 0" N WD STN 1 HM P A1 A2 - HW-07 2

2C50 ANALYTICAL COUNTING ROOM - PH 2C50 3' - 0" 7' - 0" N WD STN 1 HM P A1 A2 - HW-07 2

2C51 RADIATION PROTECTION LABORATORY 2C51 3' - 0" 7' - 0" N WD STN 1 HM P A1 A2 - HW-07

2C63 CHAPLAIN OFFICE 2C63 3' - 0" 7' - 0" F WD STN 1 HM P A1 A2 - HW-01

2C65 CHAPLAIN OFFICE 2C65 3' - 0" 7' - 0" F WD STN 1 HM P A1 A2 - HW-01

2C66 CHAPLAIN OFFICE 2C66 3' - 0" 7' - 0" N WD STN 1 HM P A1 A2 - HW-01

2C67 CHAPLAIN OFFICE 2C67 3' - 0" 7' - 0" N WD STN 1 HM P A1 A2 - HW-01

2C68 CHAPLAIN OFFICE 2C68 3' - 0" 7' - 0" N WD STN 1 HM P A1 A2 - HW-01

2C69 DUTY ROOM - PH 2C69 3' - 0" 7' - 0" N WD STN 1 HM P A1 A2 - HW-01

2C70 RELIGIOUS PROGRAM SPECIALIST OFFICE 2C70 3' - 0" 7' - 0" N WD STN 1 HM P A1 A2 - HW-01

2C71 RELIGIOUS PROGRAM SPECIALIST OFFICE 2C71 3' - 0" 7' - 0" F WD STN 1 HM P A1 A2 - HW-01

2C72 RELIGIOUS PROGRAM SPECIALIST OFFICE 2C72 3' - 0" 7' - 0" F WD STN 1 HM P A1 A2 - HW-01

2C77 CHAPLAIN OFFICE 2C77 3' - 0" 7' - 0" N WD STN 1 HM P A1 A2 - HW-01

2C79 CHAPLAIN OFFICE 2C79 3' - 0" 7' - 0" F WD STN 1 HM P A1 A2 - HW-01

2C80 RELIGIOUS PROGRAM SPECIALIST OFFICE 2C80 3' - 0" 7' - 0" F WD STN 1 HM P A1 A2 - HW-01

2C99B CORRIDOR, BUILDING COMMON 2C99B 3' - 0" 7' - 0" F WD STN 1 HM P A1 A2 - CA-02 2

2C99C CORRIDOR, BUILDING COMMON 2C99C 3' - 0" 6' - 10" N HM P 11 HM P B1/A-611 B2/A-611 C1/A-612 CA-02A

2C99D CORRIDOR, BUILDING COMMON 2C99D 3' - 0" 7' - 0" N WD STN 1 HM P A1 A2 - CA-02 2

2C99N CORRIDOR, BUILDING COMMON 2C99N 3' - 0" 7' - 0" F WD STN 1 HM P A1 A2 - CA-02 2

2CST STAIR C, BUILDING COMMON 2CST 3' - 0" 6' - 10" N HM P 11 HM P B1/A-611 B2/A-611 A4/A-612 HW-29
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SYM DESCRIPTION DATE

65% SUBMISSION 04/26/13

65% VE SUBMISSION 11/25/13

100% FINAL DESIGN
SUBMISSION

02/14/14

FINAL CORRECTED
SET

03/26/14

RFI 12/22/15


