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AMENDMENT OF SOLICITATION/MODIFICATION OF CONTRACT

Except as provided herein, all terms and conditions of the document referenced in Item 9A or 10A, as heretofore changed, remains unchanged and in full force and effect.

15A. NAME AND TITLE OF SIGNER (Type or print)

30-105-04EXCEPTION TO SF 30
APPROVED BY OIRM 11-84

STANDARD FORM 30 (Rev. 10-83)
Prescribed by GSA
FAR (48 CFR) 53.243

This action action extends the proposal Due Date /Sealed Bid Opening Date by one w eek; provides responses to all RFIs (20) received;and
 incorporates additional draw ings and specification section into the contract requirements.  RFI acceptance date has been extended through
 11 March 2015.

1. CONTRACT ID CODE PAGE OF  PAGES

J 1 6

16A. NAME AND TITLE OF CONTRACTING OFFICER (Type or print)

16C. DATE SIGNED

BY 04-Mar-2015

16B. UNITED STATES OF AMERICA15C. DATE SIGNED15B. CONTRACTOR/OFFEROR

(Signature of Contracting Officer)(Signature of person authorized to sign)

8. NAME AND ADDRESS OF CONTRACTOR  (No., Street, County, State and Zip Code) X N40085-15-B-6104

X 9B. DATED (SEE ITEM 11)
10-Feb-2015

10B. DATED  (SEE ITEM 13)

9A. AMENDMENT OF SOLICITATION NO.

11. THIS ITEM ONLY APPLIES TO AMENDMENTS OF SOLICITATIONS

X The above numbered solicitation is amended as set forth in Item 14.  The hour and date specified for receipt of Offer  X is extended, is not extended.

Offer must acknowledge receipt of this amendment prior to the hour and date specified in the solicitation or as amended by one of the following methods: 

(a) By completing Items 8 and 15, and returning 1 copies of the amendment; (b) By acknowledging receipt of this amendment on each copy of the offer submitted;

or (c) By separate letter or telegram which includes a reference to the solicitation and amendment numbers.  FAILURE OF YOUR ACKNOWLEDGMENT TO BE 
RECEIVED AT THE PLACE DESIGNATED FOR THE RECEIPT OF OFFERS PRIOR TO THE HOUR AND DATE SPECIFIED MAY RESULT IN  

REJECTION OF YOUR OFFER.  If by virtue of this amendment you desire to change an offer already submitted, such change may be made by telegram or letter, 
provided each telegram or letter makes reference to the solicitation and this amendment, and is received prior to the opening hour and date specified.

12. ACCOUNTING AND APPROPRIATION DATA (If required)

13. THIS ITEM APPLIES ONLY TO MODIFICATIONS OF CONTRACTS/ORDERS.
IT MODIFIES THE CONTRACT/ORDER NO. AS DESCRIBED IN ITEM 14.

A. THIS CHANGE ORDER IS ISSUED PURSUANT TO:  (Specify authority) THE CHANGES SET FORTH IN ITEM 14 ARE MADE IN THE
 CONTRACT ORDER NO. IN ITEM 10A.

B. THE ABOVE NUMBERED CONTRACT/ORDER IS MODIFIED TO REFLECT THE ADMINISTRATIVE CHANGES (such as changes in paying 
office, appropriation date, etc.) SET FORTH IN ITEM 14, PURSUANT TO THE AUTHORITY OF FAR 43.103(B).

C. THIS SUPPLEMENTAL AGREEMENT IS ENTERED INTO PURSUANT TO AUTHORITY OF:

D. OTHER (Specify type of modification and authority)

E. IMPORTANT:   Contractor is not,   is required to sign this document and return copies to the issuing office.

14. DESCRIPTION OF AMENDMENT/MODIFICATION  (Organized by UCF section headings, including solicitation/contract subject matter
 where feasible.)

10A. MOD. OF CONTRACT/ORDER NO.

0001

2. AMENDMENT/MODIFICATION NO. 5. PROJECT NO.(If applicable)

6. ISSUED BY

3. EFFECTIVE DATE

04-Mar-2015

CODE

NAVFAC MID ATLANTIC
PWD MAINE - FEAD PORTSMOUTH
PORTSMOUTH NAVAL SHIPYARD
BLDG 59
PORTSMOUTH NH 03801-2032

N40085 7. ADMINISTERED BY  (If other than item 6)

4. REQUISITION/PURCHASE REQ. NO.

CODE

See Item 6
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SECTION SF 30 BLOCK 14 CONTINUATION PAGE  
         
SUMMARY OF CHANGES   
 
 
SECTION  SF 30 - BLOCK 14 CONTINUATION PAGE  
 
 
 
The following have been added by full text:  
        SUMMARY OF CHANGES 
 

THE FOLLOWING IS INCORPORATED INTO THE SOLICITATION AND SHALL BE CONSIDERED PART OF THE 

CONTRACT REQUIREMENTS FOR BIDDING AND EXECUTION PURPOSES. 

PROPOSAL DUE DATE HAS BEEN EXTENDED BY ONE WEEK.  PROPOSALS ARE NOW DUE ON 

3/19/2015 NO LATER THAN 2:00 PM.  SEALED BID WILL COMMENCE AT THIS NEW DATE AND TIME.  

LOCATION AND ALL OTHER INSTRUCTIONS FOR THE PROPOSAL DELIVERY ARE UNCHANGED FROM 

ORIGINAL SOLICITATION. 

 

THE FOLLOWING FOUR (4) DRAWINGS HAVE BEEN ADDED TO THIS SOLICITATION:  

  DD3‐Propulsor Architectural SK1 

  DD3‐ Propulsor S18 

  DD3‐Propulsor‐Electrical SK1 

  DD3‐Propulsor‐Electrical SK2 

   

THE FOLLOWING SPECS HAVE BEEN ADDED TO THIS SOLICITATION: 

DD3‐Propulsor 07 42 13 

 

TWENTY (20) RFIs WERE RECEIVED BY 3/2/2015 AND CAN BE SEEN BELOW.  DUE TO ADDITIONAL 

DRAWINGS/SPECS BEING ADDED THRU THIS AMENDMENT, ADDITIONAL RFIs WILL BE ACCEPTED 

THROUGH 3/11/2015. 

 

 

1. Please verify if the dry dock is accessible to drive a boom lift or a scissor lift capable of allowing 

us to perform contract work. 

 

Response:  Contractor will be able to operate lifts within a limited area of the head end of 

Dry Dock #3.  Coordination of work within dry dock will be reviewed when the Contractor 

has submitted their schedule and work plan. 

2. Given that we are to provide cranes, mobile hoisting equipment aerial work platforms, does the 

base have restrictions on our hours of use or access between 7:00 and 3:30 Monday 

through Friday? 
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Response:  Work shall be performed in accordance with Specification 01 14 00.00 22 – 

Work Restrictions with respect to work within and outside of regular work hours and 

coordination and notice required for outages. 

3. Please identify space for office trailer, storage containers, waste container and laydown area. 

 

Response:  Space around Dry Dock #3 is extremely limited.  At this time, the only space that 

can be ensured to be available is the footprint of the modules being taken off site for 

modification.  This is an area that measures approximately 30’x60’ immediately south of the 

Dry Dock #3 south portal crane rail approximately mid‐dock.  Additional space may be made 

available, but it cannot be guaranteed that it will be immediately adjacent to the work site. 

4. Please provide a material description for the insulated metal wall panel required on drawing A1 

along with connection details. 

 

Response:  Specification 07 42 13 – Metal Wall Panels will be provided.  Supplemental 

sketches showing wall panel attachment will also be provided. 

 

5. Please confirm that the existing mount for crane power on the north side of the dry dock curb 

may be slid west after the electric connections are removed, without selective demolition 

of concrete, steel or miscellaneous items.  

  

Response:  The Contractor is responsible for the relocation of the crane hotel power per the 

drawings.  The location will be determined with the Contractor and Contracting Officer.  

Any additional removals required will be the responsibility of the Government. 

6. Please confirm that we are not required to remove or replace any temporary or permanent 

coverings/enclosures within or adjacent to our work zone. 

 

Response:  The Contractor will only be required to handle the Government‐furnished 

equipment for which they are responsible for modifying as a part of this contract.  

7. Drawing S12 Note 5 states that we shall see sheet A4 for rooftop removable guardrail locations. 

  We do not have drawing A4 in our list of drawings. Also note 3 refers to detail A on S48. 

We do not have a drawing S48. Please advise where to find this information.  

 

Response:  S12/Note 5 shall be modified to refer to HANDRAIL SOCKET DETAIL on A2 for 

detail and locations for removable handrail.  S12/Note 3 shall be modified as follows: 

“MOUNTING PLATE FOR ROOF SAFETY TIE‐OFF ANCHORS SHALL BE LOCATED AS SHOWN, 

AND CENTERED OVER HSS3x3 PURLINS.  PROVIDE FILLET WELD ALL AROUND ANCHOR TO 

PLATE BELOW PER MANUFACTURER’S RECOMMENDATION.  PROVIDE ADDITIONAL FLARE 
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BEVEL WELD WITH ¼” EFFECTIVE THROAT BELOW ANCHOR LOCATIONS BETWEEN HSS3x3 

PURLIN AND ROOF PLATE EXTENDING A MINIMUM OF 2” BEYOND ANCHOR FOOTPRINT.” 

8. Drawing ES Electrical note 2 refers to drawings E19 and E20 for lighting fixture schedule. We 

have not been supplied with this information. Please confirm lighting is not in contract.  

 

Response:  Eliminate E5/Note 2 as it is not applicable. 

9. As per drawing S1, construction note 3, are we required to survey only new base plate 

elevations for the new north truss? 

 

Response:  Provide survey that includes both the existing south truss and any features 

necessary, including the head end altar at the new north truss, to ensure truss bearing 

elevations and location are correct. 

10. Please confirm if the high points provided on the roof plan in drawing s12 are incorrect. They 

don’t match section A on S12 or detail 2 on S14. 

 

Response:  Elevations for the roof high points shown on S12/Section A and S14/Detail 2 are 

correct and the HP called out on the S12/Roof Plan shall be corrected to 114.04’. 

11. Please designate whether new work shall be painted per section 099000 or 099600. The 
documents are unclear when high performance coatings are required.  

 
Response:  Specification 09 90 00 is not applicable to this project.  This specification section 
shall be removed.  All surfaces contained within this contract require the high performance 
coating specified in 09 96 00. 
 

12. There is a lighting spec but no fixtures shown on the dwgs.  Please confirm that none are 

required. 

a. Drawing E‐5:  Electrical Note 2 say to refer to E19 and E20 for lighting fixture schedule 

and details, but these dwgs don’t exist; please advise. 

 

Response:  There are no fixtures required.  Eliminate Specification 26 51 00 and E5/Note 2. 

13. Drawings E2 and E3: General Note 4 says all wiring is existing‐to‐remain.  All indications on E4 is 

that we are to provide a new electrical system.  Can you please elaborate as to what 

wiring/devices is existing‐to‐remain? 

 

Response:  New work on Drawings E2 & E3 is limited to work identified in Keynote 1.  New 

padeyes interfere with existing conduit, and wiring shall be rerouted per Keynote 1 and 

E5/Elevations A1 & A2. 
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14. Drawing E‐4:  Is there a power feed into panels P2N and P2S?  Is this to be a cord/plug assembly 

or system?  What (panel) and where is the power source? 

 

Response:  Panels P2N & P2S are existing.  New work on Drawing E4 is limited to work 

identified in Keynote 1.  New padeyes interfere with existing conduit, and wiring shall be 

rerouted per Keynote 1 and E5/Elevations A1 & A2. 

15. Drawing E5: What size is the Crane Hotel Power feeder? 

 

Response:  The Crane Hotel Power is fed by (2) 100A #1 feeders. 

16. Sheet 23/28 (Drawing S‐18)  is not included in the dwg file.  If this dwg exists, please send. 

 

Response:  S18 has been attached. 

17. Drawing E5: there are annotations to “see electrical keynote G”.  Where can this note be found? 

 

Response:  The following notes shall be added to E5: 

KEYNOTE A.  PROVIDE 30A, 600V, 3P, NEMA 4X SS DISCONNECT SWITCH AT MOTORIZED 

ROOF CONTROLER WITH 25’ 4/C #10 PORTABLE CABLE AND 400V, 30A, 3W MALE 

RECEPTICLE FOR TEMPORARY POWER CONNECTION TO RETRACABLE ROOF POWER PANEL.  

PORTABLE CABLE TO BE DETACHABLE AT CONTROLLER WITH QUICK DISCONNECT 

CONNECTORS. 

KEYNOTE B. PROVIDE NEMA 3R, 480V, 3ф, 3W 100A PANEL FOR RETRACTABLE ROOF 

CONTROL PANEL POWER CONNECTIONS.  PANEL TO BE INSTALLED ON STRUT SUPPORTS 

MOUNTED TO FIXED ROOF 4 (FR‐4).  SEE RETRACTABLE ROOF POWER RISER DIAGRAM 

(SKETCH ATTACHED). 

KEYNOTE G.  MOTORIZED RETRACTABLE ROOF DEVICES (INCLUDING BUT NOT LIMITED TO 

RETRACTABLE ROOF MOTORS, END OF TRAVEL LIMIT SWITCHES, ETC.) TO BE WIRED TO 

JUNCTION BOXES PROVIDED AT FIXED RETRACTABLE ROOF STRUCTURE.  PROVDE 

PORTABLE CABLES FROM JUNTION BOXES TO RETRACTABLE ROOF CONTROL PANEL 

LOCATED AT FR‐4.  PROVIDE CABLE LENGTH AS REQUIRED TO REACH CONTROL PANEL PLUS 

25’ SLACK.  PORTABLE CABLES TO BE DETACHABLE AT ROOF MOUNTED JUNCTION BOXES 

AND CONTROLLERS WITH QUICK DISCONNECT CONNECTORS.  COORDINATE ALL 

REQUIREMENTS, DEVICE QUANTITIES, TEC. WITH APPROVED RETRACTABLE ROOF 

MANUCFACTURER, SHOW DRAWINGS AND RETRACTABLE ROOF SPECIFICATION SECTION 10 

00 01. 

18. Spec Section 10 00 01:  Will the roof system be furnished with the custom fabricated control 

panels, limit switches, and the “flexible loop” cables?  Shall it be in our scope to wire this 
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system?  Can you provide a wiring diagram or schematic?  What (panel) and where is the 

power source? 

 

Response:  Roof system shall be furnished with all components noted on E5, Keynotes A, B 

& G above, Specification 10 00 01 and the riser diagram sketch attached.  Power will be 

provided by the Government at the control panel location. 

19. The architectural and structural drawings show an assembled tower.  However, during the 

sitewalk it appeared as though all of the tower pieces were unassembled.  Please clarify if 

the tower assembly is part of the scope of work. 

 

Response:  The work associated with the existing towers is captured in Bid Options 2 & 3.   

Per the bid schedule, it is anticipated that these units will be removed from Portsmouth 

Naval Shipyard for this work, and delivered back when work is complete.  The only assembly 

required by the Contractor is the north and south tower units (1+2, 3+4, 6+7) being joined 

per S9 following delivery back to the Shipyard, with connectors modified per S9/Note 4. 

20. We request an additional 1 Week to complete our bid.  Can a bid extension be provided?  

 

Response:  The bid date has been extended to 3/19/2015 NLT 2:00 PM.   
  
 
(End of Summary of Changes)  
 


