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Inquiries are numbered in the order they were received.  Numbers missing from the sequence below do not yet have a Government 
response and shall appear in a future amendment.  No inquiry number will be repeated regardless of the amendment it appears in. 
 

Bid 
Inquiry 

Page Section Para QUESTION GOVERNMENT RESPONSE 

33 

Bldg. 3853 
‐ Sht. R‐
301 & R‐
501 

Vol 2 of 3    

Drawings contain details which identify an 
elastomeric coating as being new.  There are 
no other identifications for this scope of 
work in the plans or specifications.  Please 
confirm if the Elastomeric Roof Coating is to 
be included or excluded from our pricing. 

Bid per RFP. 

34 

Bldg. 3855 
‐ Sht. R‐
301 & R‐
501 

Vol 2 of 3    

Drawings contain details which identify an 
elastomeric coating as being new.  There are 
no other identifications for this scope of 
work in the plans or specifications.  Please 
confirm if the Elastomeric Roof Coating is to 
be included or excluded from our pricing. 

New roof coating is not to be included. 

35 

Page 638 
of 1520 

Part 3 ‐ 
Ch 6 

B1020 

Is the steel superstructure of the boat 
storage facility required to be hot‐dipped 
galvanized as if it is exposed to the 
environment? 

Bid per the RFP. 

36 

Page 637 
of 1520 

Part 3 ‐ 
Ch 6 

B10 

Are the pre‐engineered buildings to be 
designed considering a wind event with the 
coiling doors open, which potentially 
changes the classification of the structure 
from “enclosed” to “partially enclosed” per 
ACSE 7‐10 Section 26.2?  If so, what is the 
design wind speed to be used in design 
considering the doors remain open? 

Doors are assumed to be closed during a 
wind event. 

37 

Page 637 
of 1520 

Part 3 ‐ 
Ch 6 

B10 

RFP states that the Wind Exposure for use to 
calculate the design wind loads is Exposure 
C.  In ASCE 7‐10 (referenced by current UFC) 
Exposure C is not appropriate for structures 
near water surfaces in hurricane prone 
areas.  Confirm Exposure D is to be used per 
the requirements of ASCE 7‐10. 

Use Wind Exposure per RFP Page 638 of 
1520. Project site is located more than 600 
ft away from the surface defined as 
Exposure D in prevailed wind directions. 

38 

Page 632 
of 1520 

Part 3 ‐ 
Ch 6 

A1010 

The RFP states the structure will be 
supported on a shallow foundation and the 
first floor will be constructed using a slab‐
on‐grade. The geotechnical report provided 
with the RFP does not recommend the use 
of a shallow foundation or slab‐on‐grade 
due to poor soils.  Please clarify the intent of 
the RFP and provide any additional 
geotechnical recommendations used to 
revise the RFP foundation descriptions. 

See Amendment.  
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39 

Page 204 
of 1520 

Part 3 ‐ 
Ch 1 

Para 6 

What is the intent of the statement “This 
facility is not to be considered a 
“warehouse” for considerations of codes 
and regulations?  What aspects of the 
building was this statement intended to 
address? 

This facility functions as a maintenance and 
gear testing area and, therefore, is not 
considered a warehouse occupancy.   

40 

337 of 
1520 

Part 3 
Ch.5 

D20 

Room 120 requirements call for Safety 
Shower/Eyewash and floor plan call out for 
Eyewash only, clarify type of safety 
equipment to be used and if floor drain will 
be needed. 

See Amendment. 

41 

337 of 
1520 

Part 3 
Ch.5 

D20 

Room 120 requirements call for weapons 
cleaning sinks, please clarify sinks will 
require a process waste system to drain 
sinks. 

Process waste system is not required; sinks 
shall be self‐contained type without 
plumbing connections. 

42 

336 of 
1520 

Part 3 
Ch.5 

D20 

Room 119 requirements call for Safty 
Shower/Eyewash and floor plan call out for 
Eyewash only, clarify type of safety 
equipment to be used and if floor drain will 
be needed. 

See Amendment. 

43 

336 of 
1520 

Part 3 
Ch.5 

D20 

Room 119  floor plan shows six weapons 
cleaning sinks and room requirements 
doesn't call for weapons cleaning sinks, 
please clarify if sinks will require a process 
waste system with holding tank when sinks 
are drained. 

Process waste system is not required; sinks 
shall be self‐contained type without 
plumbing connections. 

44 

339 of 
1520 

Part 3 
Ch.5 

D20 

Room 121 requirement doesn't callout for 
Plumbing (D20) service.  Will the room need 
to be provide with compressed air tool 
workdrops, hose reels, hose bibbs, floor 
drains or sinks?  Please clarify room needs? 

Bid per RFP 

45 

332 of 
1520 

Part 3 
Ch.5 

D20 

Room 113 requirements call for Safty 
Shower/Eyewash and floor plan call out for 
Eyewash only, clarify type of safety 
equipment to be used and if floor drain will 
be needed. 

See Amendment. 

46 
332 of 
1520 

Part 3 
Ch.5 

D20 

Clarify number of tool  air workdrops and 
CFM needed each for sizing compressed air 
system  

Bid per RFP (Room requirments and Section 
D209005). 

47 

325 of 
1520 

Part 3 
Ch.5 

D20 

To get Leed Silver for this building, we 
believe adding an urinal to one of the toilet 
area will help meet this goal. (Please clarify) 

LEED approach shall be deteremined by the 
DB Team. 

48 
345 Oof 
1520 

Part 3 
Ch.5 

D20 

Will a safety shower or eyewash be need 
due to hose reels or work tools in this area? 

Bid per RFP 

49  345 of 
1520 

Part 3 
Ch.5 

D20 
Do we need to provide a trench drain at the 
roll‐up door? 

Bid per RFP 
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50 

347 of 
1520 

Part 3 
Ch.5 

D20 

Should domestic water equipment be added 
to Room 102 requirements and a floor drain 
for the backflow preventer? 

DB Team to determine.  Domestic water for 
the Boat Storage building  can be routed 
underground from adjacent Building 3853 or 
new domestic water equipment as specified 
in Section D202003 can be provided 
(including but not limited to isolation valve, 
backflow preventer and floor drain). 

51 
305 of 
1520 

Part 3 
Ch.5 

D20 

To get Leed Silver for this building, we 
believe adding a urinal to Men toilet area 
will help meet this goal. (Please clarify) 

LEED approach shall be deteremined by the 
DB Team. 

52  305 of 
1520 

Part 3 
CH.5 

D20 
For  house keeping this area, do we need to 
provide a hose bibb. 

Bid per RFP 

53  308 of 
1520 

Part 3 
Ch.5 

D20 
For  house keeping this area do we need to 
provide a hose bibb. 

Bid per RFP 

54 

314 of 
1520 

Part 3 
Ch.5 

D20 

Room 128 requirements call for Safty 
Shower/Eyewash and floor plan call out for 
Eyewash only, clarify type of safety 
equipment to be used and if floor drain will 
be needed. 

See Amendment. 

55 

699 of 
1520 

Part 3 
Ch. 6 

D40 

The original solicitation, issued in May 2014, 
stated that the Boat Storage building fire 
alarm and mass notification systems would 
be part of the systems in Building 3853. The 
revised solicitation appears to specify 
separate systems for the Boat Storage 
building. Please clarify whether the Boat 
Storage building will require dedicated fire 
alarm control panels, fire alarm transmitter, 
and mass notification transceiver. 

Part Three, Chapter 6, ESR D40, Section 
D4010 requires a separate Fire Alarm/Mass 
Notification System for the Warehouse, 
Armory, Boat Storage, and Building 3853. 

56 

700 of 
1520 

Part 3 
Ch. 6 

D40 

Solicitation specifies electric fire pumps for 
several buildings. Please clarify whether site 
power is considered "reliable" per UFC 3‐
600‐01 paragraph 3‐6.4. If not, electric fire 
pumps will require a second independent 
souce of power, i.e. a generator. 

Part Three, Chapter 6, ESR D40, Section 
D4020 states that the base power is a 
reliable source. 

57 

700 of 
1520 

Part 3 
Ch. 6 

D40 

The original solicitation, issued in May 2014, 
specified Class B fire alarm 
 signaling line circuits (SLC's). The revised 
solicitation specified Class A SLC's. Please 
confirm this change. 

Part Three, Chapter 6, ESR D40, Section 
D4010 requires Class A Signaling Line 
Circuits. 

58 
672 of 
1520 

Part 3 
Ch.6 

D20 

Clarify Plan drawing showing 'TANK TYPE' 
water closets and RFP calls for floor 
mounted flush valve water closets. 

Provide Flush Valve Water Closets as 
sepecified in section D20. 

59 

673 of 
1520 

Part 3 
Ch.6 

D20 

RFP requirements call for Safty 
Shower/Eyewash and floor plan call out for 
Eyewash only, clarify type of safety 
equipment to be used and if floor drain will 
be needed. 

See Amendment. 

60   Dwg. P‐
601  

   D20 
Clarify Plumbing Fixture Schedule for P‐12 
,missing footnote 18  

See Amendment.   
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61 
Dwg. P‐
601 

   D20 

Clarify Plumbing Fixture Schedule for P‐13 , 
footnote 17 to provide a single 
compartment exam sink. 

See Amendment.   

62  Dwg. P‐
601 

   D20 
Clarify Plumbing Fixture Schedule for WH‐1 , 
footnote 15 to provide garage disposal. 

See Amendment.   

63  Dwg. P‐
601 

   D20 
Clarify Pump Schedule  SP‐1 voltages  See Amendment. 

64  Dwg. P‐
103 

   D20 
Clarify if hose bibbs are required in large 
toilet rooms for house keeping. 

Bid per RFP 

65 

206 of 
1520 

Part 3 
Ch. 1 

1.1 

Option Items 3 and 4 list exterior repairs and 
painting to buildings 3853 and 3855.  Will 
there be any electrical work associated with 
these repairs. 

Sufficient Information is provided in RFP. No 
amendment is required. 

66 
276 of 
1520 

Part 3, 
Ch 

5/5.2.1 

Room 
105 

Please provide electrical characteristics of 
shredder. 

Shredder will be 120v. 

67 
288 of 
1520 

Part 3, 
Ch 

5/5.2.1 

Room 
111 

D5033001 requires a communication drop 
for copier and printer, should this drop be a 
niprnet or siprnet drop. 

Provide NIPRNET drops for copier and 
printer. 

68 
319 of 
1520 

Part 3, 
Ch 

5/5.2.2 

Room 
101 

D503001 requires printer drop, should this 
drop be a niprnet or siprnet drop. 

Provide NIPRNET drop for printer. 

69 
319 of 
1520 

Part 3, 
Ch 

5/5.2.2 

Room 
101 

D502001 requires power for key tracker, 
please provide electrical requirements. 

120v.  See Key Management System 
requirements in section 6. 

70 
327 of 
1520 

Part 3, 
Ch 

5/5.2.2 

Room 
120 

Please provide electrical characteristics for 
existing drill press, chop saw, grinder and  
laser testing booth. 

120v.    

71 
365 of 
1520 

Part 3, 
Ch 

5/5.2.4 

Room 
114 

D503095 requires VTC system capability.  
Does this mean to provide lighting for a VTC 
system? 

No. Provide rough‐in for VTC system. 

72 

368 of 
1520 

Part 3, 
Ch 

5/5.2.4 

Room 
117 

The room requirements list multiple rooms 
where siprnet drops are required, but no 
security devices at doors are required:  Do 
these rooms have existing security devices? 

Siprnet drops are only provided in secured 
aeas of the building. 

73 
468 of 
1520 

Part 3, 
Ch 

5/5.2.4 

Room 
216 

Is an electrical panelboard required in this 
room? 

Provide panelboard per I3A requirements. 

74 

510 of 
1520 

Part 3, 
Ch 

5/5.2.5 

Room 
106 

There is a listing for "computers, monitors 
and keyboards".  Does this contract provide 
power and telecommunications devices for 
these items?  

No new power or telecom service will be 
provided. 

75 

513 of 
1520 

Part 3, 
Ch 

5/5.2.5 

Room 
109 
(plus 
other 
rooms) 

There is a listing for "computers, monitors 
and keyboards".  Does this contract provide 
power and telecommunications devices for 
these items?   This listing is typical for rooms 
110,113‐119,120,122,123,127,128,130‐
135,140,145,148,150,162,163,177,210.212,
230, 

New electrical and telecom devices are not 
included in this contract.  Equipment and 
power are existing to remain. 
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76 

563 of 
1520 

Part 3, 
Ch 

5/5.2.5 

Room 
158A 

There is a listing for "computers, monitors 
and keyboards,copier, printer and 
shredder".  Does this contract provide 
power and telecommunications devices for 
these items?    

New electrical and telecom devices are not 
included in this contract.  Equipment and 
power are existing to remain. 

77 

579 of 
1520 

Part 3, 
Ch 

5/5.2.5 

Room 
174 

There is a listing for "computers, monitors 
and keyboards,copier, printer and 
shredder".  Does this contract provide 
power and telecommunications devices for 
these items?    

New electrical and telecom devices are not 
included in this contract.  Equipment and 
power are existing to remain. 

78 

610 of 
1520 

Part 3, 
Ch 

5/5.2.5 

Room 
216 

There is a listing for "copier/printers, 
microwave and coffee maker".  Does this 
contract provide power and 
telecommunications devices for these 
items?    

New electrical and telecom devices are not 
included in this contract.  Equipment and 
power are existing to remain. 

79 

705 of 
1520 

Part 3, 
Ch 6/ 

ESR D50 
D5020 

RFP reads:  " Provide 100 amp, 120/240V 
single phase service for four large Hazmat 
Lockers …….".  Does this require one service 
for all four of the lockers or does it mean 
four services total.  The RFP request 
120/240V service: does this mean that the 
contract requires a 120/240, single phase 
transformer or is 208Y/120v, single phase 
service acceptable. 

Provide four 120/240V single phase circuits 
for the Hazmat Lockers. 

80 
706 of 
1520 

Part 3, 
Ch 6/ 

ESR D50 

D5030
04 

Where are the CATV devices located?  Provide per room requirements.  TV 
locations are listed as monitors. 

81 

710 of 
1520 

Part 3, 
Ch 6/ 

ESR D50 

D5090
99 

Design Calculations;  RFP reads:  "Voltage 
drop for all feeder and branch circuits. No 
exceptions."  Typically voltage calcs are 
limited to feeders and branch circuitry that 
exceeds what good Engineering Judgment 
would question.  Voltage drop calculations 
are provided on branch circuitry that is 
questionable.  The cost of doing voltage 
drop calculations on all the branch circuitry 
is tremendous and not needed when good 
Engineering Judgment is used by  the DOR.  
Please remove the requirement for all 
branch circuits to have a voltage drop 
calculation. 

Provide per RFP 

82 

761 of 
1520 

Part 3, 
Ch 6/ 

ESR G40 
G4010 

Electrical Distribution‐  Are the existing 
13.2kV feeders that serve the pad mounted 
transformers at buildings 3855 and 3853 
radial (going directly to the transformer) or 
a loop feed (going through the manhole to 
another manhole)?  What is the size of  the 
feeders to the transformer that will be 
replaced? 

The existing transformers serving 3855 and 
3853 are radial feed.  The existing primary 
feeders for the transformers are tapped in 
the manholes.  The contractor shall verify 
feeder sizes during design.  For bidding 
purposes the existing primary feedrs are 
500kcmil copper. 

83 

203 of 
1520 

Part 3, 
Ch 1 

1.0 

Project Description indicates the demolition 
of buildings 3853 and 3855:  please provide 
a listing electrical utilities to be remove 
during the demolition. 

RFP provides sufficient information for the 
DOR to develop detailed demolition and 
construction plans.   
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84  RFP Part 
3, Chapter 
3, Page 
219 of 
1520 

Section 
3.2.1 

Paragr
aph 1 

Please confirm that the 20,560 SF concrete 
boat storage slab is only provided if Bid 
Option Item 2 is executed. 

Area shown, North of building 3853, is now 
occupied by a parking lot.  Intent is to 
replace the asphalt with concrete, CLIN 0003 
‐ OPTION 2, ‐ Approx. 20,000 Sq. Ft. 

85  RFP Part 
6, 

Drawing 
C‐106 

Section 
D‐1 

n/a 

Please confirm that new point of connection 
of sanitary sewer shown at the new 
entrance of Cove Road is only provided if Bid 
Option Item 2 is executed. 

See Amendment. 

86 
 RFP Part 
3, Chapter 
6, Page 
756 of 
1520 

Section 
G302090 

Paragr
aph 1 

Oil/Water separator is called out in RFP in 
G302090 but not in D209003.  RFP Drawings 
for Boat Storage Area do not show oil/water 
separator.  Please clarify if oil/water 
separator is to be provided and is a part of 
the base bid and/or Bid Option. 

OWS is required.  OWS is referenced in 
sections D209003 and G302090.  Location 
and point of connection to be determined 
by DOR.  OWS is required in the base bid. 

87 

RFP Part 6  Drawings   n/a 

Please confirm that the only pedestrian 
access into the gated security area from 
Cove Road is from the existing parking lot 
north of Bldd. 3853. 

C‐106 pedestrian gate indicated by note 5 
just west of the Logistics Supply Warehouse.   
C‐107 pedestrian gate indicated by note 5 
just east of the Armory.  

88  RFP Part 
3, Chapter 
6, Page 
742 of 

1520; RFP 
Part 3, 

Chapter 3, 
Page 221 
of 1520; 
RFP Part 6 

Section 
G103011
; Section 
3.2.9; 

Drawings  

Paragr
aph 1; 
Paragr
aph 1; 
n/a 

In Part 3, Chapter 6, G103001, the finish 
floor elevation (FFE) is called out to be a 
minimum 8.90 based on NAVD88.  Section 
3.2.9 in Part 3 Chapter 3 states that a 
minimum FFE shall be 8.90, and that FFE 
elevations provided on drawings in Part 6 
are recommended.  Please confirm that a 
minimum FFE of 8.90 NAVD88 is acceptable. 

As indicated the minimum FFE is 8.90'  DOR 
to determine actual FFE.  FFE's provided on 
drawings are for guidance nly. 

89 

638 of 
1526 

Part 3 
Chapter 

6 
A1010 

The RFP is prescriptive in its requirements 
for a shallow foundation solution for the 
Boat House.  Our analysis indicates a shallow 
foundation will NOT meet the requirement 
to limit differential settlement.  Since the 
RFP specifically calls for a shallow footer 
foundation, will our offer be found deficient 
if we propose a deep foundation solution? 
From Factor 1 Technical Solution Page 5 of 
23, “Deviations that are inconsistent with 
the prescriptive RFP requirements shall be 
deemed a proposal deficiency.” 

See Amendment.   
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