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RFI DATE CTR.RFI# QUESTIONS ANSWERS AMENDMENT 

1 06/29/2015 1. Drawing 
Number:  
C-502 

The spall repair notes on drawing C‐ 
502. Are we to repair existing spalls 
in the existing concrete in and 
around our project LOD’s or is this 
sheet just a reference for us to use 
for repairs we may cause during 
construction? If we are to repair 
existing, can you provide a quantity 
for the bid? 

The Contractor is to repair 
only spalls that occur due 
to construction activity. 
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2 06/29/2015 2. Section of 
RFP: Part 3, 
Chapter 4, 
page 1 
Drawing 
Number: 
Space 
Tabulation 

The space tabulation has a note at 
the bottom that states “total gross 
area 10,165 sf.” The column this 
number is in is labeled Net SF. The 
note under remarks says “minimum 
spray paint booth area” and 
indicates that this should be the 
10,165sf. But the drawings indicate 
the net or clear paint booth area to 
be 69’ x 108’‐1” = 7,500 SF. Should 
the net sf of the booth interior area 
clear be 7,500 sf and the gross 
booth area be 10,165 sf? 

The dimensions on sheet 
A‐101in Part 6 indicate a 
minimum gross of 10,331 
sq. ft. Total gross area 
should read 10, 331 sq. ft. 
Richard Harris/Dills 
Architects 
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3 06/29/2015 3. General 
Question 

Will the floor space required for the 
new paint booth be clear of 
equipment and material when the 
contractor is ready to start 
construction? (i.e. storage lockers, 
equipment lockers, racks) 

The space will be cleared 
by the activity.  
Anticipated completion is 
mid to late September. 
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