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SECTION SF 30 BLOCK 14 CONTINUATION PAGE

SUMMARY OF CHANGES

SECTION SF 30 - BLOCK 14 CONTINUATION PAGE

The following have been added by full text:
AMENDMENT 0004
A. The following questions and answers are provided:

QUESTION 1: Page 61 of 66, A. Basis for Award, 3. — reads “This is a small business set-aside and the
offeror must be a Small Business. Therefore, due to the set-aside nature of this solicitation and to
ensure qualified offerors have the best opportunity to compete, teaming arrangements and joint
ventures are excluded from this competition. The Government will not evaluate any proposal from a
team or joint venture” — Can you please verify if that this means the small business offeror must use
their own past performance and cannot use the past performance of a subcontractor, as they are not in
an official business relationship?

ANSWER 1: The offeror shall submit their past performance. See Factor 3 for further instruction.

QUESTION 2: Please verify if a subcontractor can be utilized by a small business to perform work on this
contract.

ANSWER 2: This is a business decision, subcontractors can be utilized in accordance with contract
clauses.

QUESTION 3: Please verify the percentage of work that the awarded small business contractor must
perform with its own employees and what percentage they can subcontract to a large business.

ANSWER 3: See FAR Clause 52.219-14 included in this Amendment.

QUESTION 4: 0200000 - Spec Item 2.7.1.2 — please verify that the Quality Manager does not have to be
onsite and can be available if needed.

ANSWER 4: Yes

QUESTION 5: 0200000 — Spec Item 2.7.1.3 — please verify that the Site Safety and Health Officer can
also be a technician if they can meet these requirements.

ANSWER 5: Same person

QUESTION 6: Please clarify if the Government expects a full time safety, quality control officer or
project manager onsite for this contract while work is being performed by the technicians.

ANSWER 6: No
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QUESTON 7: 1502000-Facility Investment — Spec ltem 2.3.5 — The way this reads is that it sounds like
you must have 1 NICET certified person from each discipline onsite while performing inspections.

a. For example —a bldg. with an FM200, preaction and Fire Alarm system would have to
have a NICET lll waterbased, NICET Il Suppression, and a NICET Il Fire Alarm technician?
Please Clarify.

ANSWER 7: Individuals working on any part of the contract, shall have the certifications required by
NICET to do the required work.

QUESTION 8: 1502000-Facility Investment — Spec Item 2.3.6 (.1,.2,.3) — This requires a Registered
Professional engineer sign off on all work repair work. Please verify that this does apply to this contract
and does each company have to have a PE on staff?

ANSWER 8: (1) No. Per Spec 1502000 2.3.6, all repair that involves a direct component replacement
may be accomplished by the ITM personnel meeting the requirements stated above for ITM tasks.

QUESTION 9: (1) 1502000-Facility Investment — Spec Item 3.1 — Please clarify if the $1,000 LOL is for
each building or for each system in the building. Would this be for each sprinkler system? Please
explain how this works. (2) Repair or modification work will only commence after an awarded task
order is issued by the Contracting Officer.

ANSWER 9: Per system in building

QUESTION 10: Can you please clarify the responsibility of the contractor for the frequency of testing
included under this contract per the UFC 3-601-02? Does it include all of the following Frequency tasks-

a. Annual
b. 2 year
c. 5years
d. 10 years
e. 20 years
f. 50 years

ANSWER 10: All the above testing may be needed due to the age of the systems in the buildings.
Systems are different ages.

QUESTION 11: If all of these frequencies in the previous question are included in this contract, can you
please provide additional information on when these frequency ITM tasks were performed for each
system?

ANSWER 11: No inspections have been done per the UFC.

QUESTION 12: If all of these frequencies in the previous question are included in this contract, can you
please provide additional information on the years of original installation of the systems?

ANSWER 12: See attached Fire Suppression Matrix and Fire Alarm and Sprinkler Systems Matrix
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QUESTION 13: What is the height(s) of the beam detectors in AS-842?
ANSWER 13: Approximately 30 feet.

QUESTION 14: Do all of the systems in this solicitation currently have 24 hour central station
monitoring?

ANSWER 14: All systems do not have 24 hour central monitoring.

QUESTION 15: Section E, (d) (page 12)of the solicitation does not specify when watch standing
services are needed or what percentage of the cost is the responsibility of the contractor if the watch
standing services are provided by the Government. Can you please explain when watch standing services
are needed and what percentage of the cost is the responsibility of the contractor if the watch standing
services are provided by the Government?

ANSWER 15: If the fire system outage is no fault of the contractor then the watch will be on the
Government. If the fire system outage is the fault of the contractor then the contractor will be required to
stand watch until the system is operational at no cost to the Government.

B. The closing date of the solicitation is extended to 17 August 2015 at 2:00 pm.
C. See attached Site Visit Sign-In Sheet.
D. See attached revised ELINs J-020000-10.

E. All other terms and conditions remain unchanged.

(End of Summary of Changes)



SITE VISIT LOG
SOLICITATION/CONTRACT/TASK ORDER NO. N40085-15-R-0845
PROJECT TITLE/DESCRIPTION: FIRE DETECTION AND SUPPRESSION
AREAS TO BE VISITED: LOCATIONS MENTIONED IN THE SPECIFICATIONS
SITE VISIT DATE: 21 JULY 2015 TIME: 0900
PROPOSAL DUE DATE/BID OPENING DATE: 17 AUGUST 2015 TIME: 1400
ESCORT NAME: CLIFTON GAITHER AND DAVID JONES
ADD’L ROMNTS:

PRINTED NAME (Last, First M) COMPANY NAME AREA CODE/PHONE NO.
RAY CLARK EAGLE FIRE 704-661-4421
JIMMY KING DCS 910-279-4755
KEITH WICHMANN HURTVET SUBCONTRACTING 251-648-3210

Revised December 2010




Solicitation #N40085-15-R-0845 Fire Suppression Matrix

Building Fire Alarm Panel Releasing Panel Suppression System Number of Cylinders Date
AS224 None Autopulse Z-10 Inergen Gas 10 2004
BB69 None Autopulse Z-10 Inergen Gas 8
BB248 Gamewell/FCI 7100-1D Fike Cheetah Xi FM-200 & Pre-Action Sprinkler 6 2013
FC307 Fike Cheetah Xi with Integral Onboard Releasing FM-200 6 2013
H1 Simplex 4100ES Autopulse Z-10 & FCI 72 Inergen Gas 6 2012/2004
HP5 EST Quick Start Autopulse Z-10 Inergen Gas & Pre-Action Sprinkler 1 Bank of 4 Inergen & 1 Bank of 22 Inergen 2005
M165 Fike Cheetah Xi with Integral Onboard Releasing FM-200 4 2013
PP5 Simplex 4006 _mmsém_:mﬁ 6000 FM-200 & Pre-Action Sprinkler 1 Bank of 2 FM-200 and 1 Bank of 6 FM-20( 2011
RR134  |Johnson Controls IFC-320 with Integral Onboard Releasing |Pre-Action Sprinkler 0 2009
TC755 |None |Autopulse 7-10 Inergen Gas 8 2003
WC99 Simplex 4100U with Integral Onboard Releasing Pre-Action Sprinkler 0 2010
895 Simplex 4010 Fenwal Shotgun System FM-200 / Wet 1 2006 / 1972
AS320 Simplex 4100ES Fike Cheetah Xi CO2 & Pre-Action Sprinkle| 2 Banks of 4 CO2 & 1 Bank of 1 CO2 2014 / 1976
AS842 Cerberus Pyrotronics MXL-IQ with Integral Onboard Releasing|FM-200 1




Solicitation # N40085-15-R-0845
DoD Schools
Fire Alarm & Sprinkler Systems Matrix

Building # Location Schools FACP Sprinkler Date
835 Stone Street Lejeune High N/A 1 Wet System 2005
835 Stone Street Lejeune High 7 Domestic Water
855 Stone Street District Superintendent’s Office N/A 2 Domestic Water 2013
883 Stone Street Brewster Middle N/A 3 Wet Systems 2005
2027 Stone Street Johnson Primary Siemens MXL 2 Wet Systems 2005
2028 Stone Street Bitz Intermediate Siemens MXL 2 Wet Systems 2005
PP201 Barnett Way Heroes Elementary N/A 3 Wet Systems 2011
TT84 Iwo Jima Boulevard Tarawa Terrace Elementary EST 3 3 Wet Systems 2012
TCI1500 Curtis Road Delalio Elementary Mircom FX-2003-6 1 Wet System
Domestic Water Sprinkler Systems
Building # School Zone | Device | # of Heads Area Room #
835 Lejeune High 7 WF | Area B | 321/ Custodian 2
835 Lejeune High 8 T Area B | 321 / Custodian 2
835 Lejeune High 13 WF 1 AreaC | 416 via 407/ Art Storage
835 Lejeune High 14 T AreaC | 416 via 407 / Art Storage
835 Lejeune High 15 WF 12 Area C | 428 / Shops & General Storage
835 Lejeune High 16 T Areca C | 428 / Shops & General Storage
835 Lejeune High 22 WEF 3 Area E | 228 via 225 / Science
835 Lejeune High 23 T Area E | 228 or via 224 / Science
| 835 Lejeune High 24 WF 3 Area E | 227 via 223 / Science
835 Lejeune High 25 i Area E | 227 via 223 / Science
835 Lejeune High 20 WF 3 Arca E | 226 via 221/ Science
835 Lejeune High 27 T Area E | 226 or via 222 / Science |
835 _Lejeune High 28 WI B Area D | 504 / Custodian 4
835 ~ Lejeune High B 29 T Arca D | 504 / Custodian 4
855 District Superintendent's Office | N/A I W_L_ﬁwﬂhﬁ.u_”_m“_h”.:cm_%wmmv
855 District Superintendent's Office | N/A | ”_Z_AMN:\:W_”““MWUM __M.Mom_u




