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Page Section Para.
126 3/1/2016 The curtain wall manufacturer will not be able to 

confirm the STC rating for theirsystem. This will be 
based on the glazing type. Please confirm if you concur.

See previous response to PPI #97 5

135 3/1/2016 S‐101A to S‐105C Columns B/1, B/21, C1, & C21 show W12x136 on the 
plans but as W12x120 on the Column Schedule.  Please 
advise the correct size

W12x136 Plan sizes are correct.  See 
amendment 005 for updated drawings

5

136 3/1/2016 S‐101A to S‐105C Columns C/2 & C/20 Show as W12x120 on the plans but 
as W12x136 on the Column Schedule. Please advise the 
correct size

 See amendment 005 for updated 
drawings.  W12x136 is correct size

5

137 3/1/2016 S‐101A to S‐105C Columns A/5.8 & F/5.8 as shown on the column 
schedule, are not on the plans.  Please advise if these 
are valid columns. 

See amendment 005 for updated 
drawings.  Yes these columns are valid.

5

138 3/1/2016 S‐101A to S‐105C Columns A/5.3, A/19.6, F/5.3, & F/19.6 show only on 
the Foundation plans.  They are not shown on the upper 
floor plans nor are they shown on the Column 
Schedule.  Please advise if these are valid columns

See amendment 005 for updated 
drawings.  Yes these columns are valid.

5

139 3/1/2016 S‐101A to S‐105C Columns A/15.3 & F/15.3 show as multi‐level spliced 
columns, however these columns are only shown on the 
foundation plan. They do not shown on floor plans from 
the second floor thru the roof.  Please advise if these 
are valid columns.

See amendment 005 for updated 
drawings.  Yes these columns are valid.

5

140 3/1/2016 S‐101A to S‐105C Columns A.9/7 & A.9/14 show as HSS columns on the 
foundation plan and as W8x48 beams on the Column 
Schedule.  Please advise the correct size.

See amendment 005 for updated 
drawings.  The correct sizes are  provided.

5

141 3/1/2016 S‐101A to S‐105C Columns C/8, C/10, C/11, B.8/14, & D/9 show as HSS 
columns on the foundation plan and as W8x31 on the 
Column Schedule.  Please advise the correct size.

See amendment 005 for updated 
drawings.  The correct sizes are  provided.

5

142 3/1/2016 S‐101A to S‐105C Columns D/11 & E.4/9 show as HSS on the plans and as 
W8x40 on the Column Schedule.  Please advise if these 
are truly W8x40 columns

See amendment 005 for updated 
drawings.  The correct sizes are  provided.

5

143 3/1/2016 S‐101A to S‐105C Columns E.1/14 & G/9 show as HSS columns on the 
plans and as W12x120 on the Column Schedule.  Please 
advise if these are truly W12x120 columns

See amendment 005 for updated 
drawings.  Yes these columns are truly 
W12x120

5
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