[bookmark: _GoBack]STATEMENT OF WORK
FOR CONSTRUCTION SOLICITATION

Date: 07 JUNE 2016
1. PROJECT TITLE: Replacement of 154 Doors, Hardware, & Repairs, B-446
PROJECT LOCATION: B-446 Weakley Hall Naval Station Newport, Newport, RI
2. PROJECT SCOPING AND GENERAL INFORMATION:
Doors in Weakley Hall contain asbestos. Door frames shall be tested for lead. Project will require asbestos and possibly a lead plan (contingent on the lead content).
2.B. SCOPE OF WORK:
Remove and replace all doors (see attached door schedule). Existing doors have asbestos cores and have to be disposed conform all environmental requirements. All new doors will match existing material, finish and functionality. Provide all new hardware to match existing. Repair or replace all damaged frames. Door frame have to be tested for lead. Prep and repaint all door frames. If lead content is high a full lead abatement is required. Contractor shall reinstall existing Cypher Locks. There are 154 doors for replacement. (Drawing & door schedule are attached for reference).
2.C. PROVISIONS:
Work hours: All work shall be accomplished during the following:
Weekdays from 7:00 AM. to 5:00 PM. Required to commence work under the contract within [15] calendar days of award. Complete the entire project within 135 calendar days.
Partial Payment:
Partial payment for work accomplished under this contract will not be made. Payment will only be made when the work is (100 percent) complete and accepted by the Government.
CONTRACTOR SHALL:
a. Furnish all labor, transportation, equipment, materials, supplies and supervision to thoroughly complete requested project, and must verify the Statement of Work, (Field measurements) with an on- site visit, prior to bid quote. Once the contract is signed the contractor will be responsible for completing the job in full. 
b. Be responsible for the protection of all existing structures, equipment, finishes, etc. not to be removed as part of this project from damage during construction. Any items not included in the SOW that are damaged or altered during construction shall be restored to their pre-construction condition at the contractor’s expense and verified as such by the Contract Inspector.
c: Be responsible for the removal of all construction debris generated on site. This debris will be removed from Government property in a safe and proper manner to no cost to the Government. The job site will be cleaned on a daily basis. Contact Naval Station Newport’s Environmental Division for specific direction if necessary. 401-841-7561.
d: Strictly adhere to all safety and environmental regulations. EPA, OSHA, EM-385-1-1 as well as all applicable state and local requirements.
DOOR EVALUATION: B-446 FIRST FLOOR
Rm#
101 3’x7’-1”x1 ¾” WD CL WGL (3) two doors
102 2’-6”x7’ WD with CL WGL
103 2’-6”x7’x1 ¾” WD CL WGL (3)
104 2’-6”x6’-11”x1 ¾” WD no window
105 3’x7’-2”x1 ¾” WD CL WGL
106 Cypher door - 3’x6’-11”x1 ¾” WD CL WGL
107 3’x7’-1”x1 ¾” two doors WD CL WGL
118 3’x7’x1 ¾” WD CL WGL (right side)
120 2’-6”x7’x1 ¾” WD two doors with CL WGL each
121 3’X6’-8”x 1- ¼’ WD no window
122 Two metal entrance doors – 2’-6”x8’-1”x1 ¾” CL WGL each (north side of building)
122 3’x7’-1”x1 ¾” WD C WGL (3) two doors entrance (inside the hallway)
123 3’x7’-2” x 1 ¾ WD CL WGL two doors
126A Missing door
125 2’-8”x7’x 1 3/4” WD no window
125A 2’-8”x7’-2”x 1 ¾” WD no window
127 2’-8”x7’x1 ¾” WD no window, LVD
129 3’x7’-1”x1 ¾” WD CL WGL
130 Entrance doors (2) 3’x7’-1”x1 ¾” CL WGL each door
131 2’-6”x7’-1 ½”x1 ¾” WD with wood LVD
131A 2’x9’-4” WD 2 doors no window
134 2’-5 1/2”x7’-2”x1 ¾” WD no window
138 2’-6”x7’ WD no window mailroom
144 3’x7’-1”x1 ¾” WD CL WGL (top and bottom doors swinging)
146 2’-7 ½”x6’-11”x1 ¾” WD no window (side door)
146 3’x7’x1 ¾” WD no window
148 3’x7’-1”x1 ¾” two doors WD left and right doors with CL WGL each
148 two sliding doors 2’-8”x6’-7”
149 3’x7’-1”x1 ¾” WD with CL WGL two doors
149 two sliding doors 2’-8”x6’-7”
150 3’x7’-1” WD CL WGL? (frame cover) (right)
150 2’-6”x6’-11” two metal doors inside room 150
150 2’-6”x6’-11” two metal doors (left)
Entrance doors 3’x7’x1 ¾” WD with CL WGL (10” x 19”) near room 146
151 3’x7’-2”x1 ¾” WD 2 doors CL WGL (3) in the hallway (entrance)
153 3’x7’-1” WD with CL WGL two doors
154 metal door 2’-8”x7’
155 3’x7’ metal door
Janitor closet - 2’-8”x7’-1” WD no window near room 155
157 2’-8”x6’-11”x1 ¾” WD with LVD
158 2’-8”x7’-1”x1 ¾” WD LVD ent
158 closet 2’x7’ WD no window
159 3’x6’-10”x1 ¾” WD no window (front Auditorium) two doors
159 3’x7’-2”x1 ¾´ WD with CL WGL (side Auditorium) two doors
159 3’x7’-1 ½”x1 ¾” WD with (CL WGL (4) windows 2’-1”x2’-7”) (frt of the Auditorium) four doors
160 2’-6”x6’-6” WD two closet doors no window
167 2’-6”x7’x1 ¾” WD with wood LVD no window
160 One metal entrance door – 2’-11”x6’-11” (EXT outside of Auditorium) C WGL narrow window
165 2’-4”x7’x1 ¾” WD no window two doors (Auditorium stage)
166 3’x7’x1 ¾” WD no window (Auditorium stage)
DOOR EVALUATION: B-446 SECOND FLOOR
Rm#
200 2’-8”x6’-10” WD CL WGL (3)
200 2’-6”x6’-11” WD wood LVD
200 sliding doors 2’x6’-9”x1 ½” WD no window
200 2’-6”x6’-10” WD no window with wood LVD
200 3’x6’-11” WD no window
200 2’-8”x6’-11” WD no window (between room 200 and 241)
201 3’x6’-11”x1 ¾” WD no window with wood LVD (front door)
201 closet 2’-7”x6’-10” 2 sliding doors WD no window
201 Hallway 3’x7’-1”x1 ¾” WD CL WGL (3)
203 3’x7’-1”x1 ¾” WD CL WGL right door
203 3’x7’-1”x1 ¾” WD CL WGL (3) left door
204 3’x6’-11”x1 ¾” WD CL WGL
205 3’x7’-2”x1 ¾” WD CL WGL
207 3’-7’-1”x1 ¾” WD CL WGL left and right doors
207 3’-6’-11”x1 ¾” WD CL WGL in the hallway (205)
209 2’-6”x6’-11”x1 ¾” WD no window wood LVD
210 2’-6”x6’-11”x1 ¾” WD no window wood LVD
211A 2’-6”x6’-11”x1 ¾” WD no window wood LVD
212 3’x7’ WD CL WGL 2 doors
213 2’-8”x6’-11”x1 ¾” WD no window between room 217 and 213
213 3’x6’-11”x1 ¾” WD CL WGL between 213 and 208
214 3’x6’-11”x1 ¾” WD no window right door
214 3’x7’-1”x1 ¾” WD CL WGL (3) left door
216 3’-7’-1”x1 ¾” WD CL WGL top and bottom swinging
216 3’x7’-1”x1 ¾” WD CL WGL
221 3’x7’-1”x1 ¾” WD no window left door
221 3’x7’-1”x1 ¾” WD CL WGL right door
221A 3’x6’-8”x1 ¾” WD no window
221B 2’-6”x7’-1”x1 ¾” WD no window
224 2’-8”x7’x1 ¾” WD LVD
224A 2’-8”x7’-1 ½” WD no window
224B 2’-6”x7’-1 ½” WD no window
218 2 Entrance doors – 2’-6”x7’-1”x1 ¾” CL WGL metal doors NORTH SIDE
Penthouse (3rd floor) metal exterior – 3’-7’ & metal door to ENG Storage – 3’x7’-1”x1 ¾” no windows
228 2’-8”x7’-1”x1 ¾” WD CL WGL (3) wood LVD
230 3’x7’-1”x1 ¾” WD CL WGL
231 3’X7’-1” WD CL WGL (3)
231 3’-6’-11”X1 ¾” WD CL WGL (3)
235 3’x7’-1”X1 ¾” WD no window
239 Entrance 3’x7’-1” WD CL WGL (3) two doors (near room 243)
239 Entrance 3’x7’ WD CL WGL (3) two doors (near room 203)
240 2’-6”x7’x1 ¾” WD wood LVD closet
240 3’-7’-1 ½”x1 ¾” WD CL WGL front door
241 3’x6’-11”X1 ¾” WD no window
241 2 Sliding doors 2’x6’-9”x1 ½” WD no window
244 2’-6”x6’-11”x1 ¾” WD wood LVD
247 3’-4”x6’-8” no window WD (front door lock) two doors
254 closet 2’x7’ WD no window
255 3’x7’-1”X1 ¾” WD CL WGL right door
255 2’-9”x7’-1”X1 ¾” WD CL WGL left door
Entrance two doors 3’x6’-11” WD CL WGL 10”x19” (between room 247 and 255)
256 3’x7’-1”x1 ¾” WD CL WGL both doors in room 256
257 3’x7’-1”x1 ¾” WD CL WGL both doors in room 257
260 2’-7”x6’-11”x1 ¾” WD no window
261 3’x6’-10” WD CL WGL left door
261 3’x7’-1”x1 ¾” top and bottom swinging doors WD CL WGL right door
263 2’-6”x6’11” WD no window
264 3’x7’-1 ½”x1 ¾” WD CL WGL right door
264 3’x7’-1 ½” WD no window left door
266 2’-8”x7’x1 ¾” WD LVD
Snack room 2’-8”x6’-10” WD no window near room 266
267 2’-8”x2’-11” WD no window
267 2’-6”x7’x1 ¾” WD no window
N1 3’x7’-1 ½” x1 ¾” WD CL WGL two doors
287 2’-6”x6’-10”x1 ¾” WD wood LVD near room 200
287 2’-6”x6’-10”x1 ¾” WD wood LVD inside room 240

