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VARIABLE REFRIGERANT VOLUME INDOOR UNIT SCHEDULE

AIR DEVICE SCHEDULE
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COOLING LOAD HEATING LOAD ELECTRICAL DATA NECK FACE MAX
EQUIP. AIRFLOW UNIT WT TAG SIZE SIZE NG REMARKS/
NO. DESCRIPTION SERVICE TOTAL |AMBIENTTEMP | TOTAL | AMBIENTTEMP |  REF. CFM VIPHIHZ MCA MOCP LBS REMARKS/ ACCESSORIES NO. DESCRIPTION TYPE INGH INCH LEVEL ACCESSORIES
BTU/H °F BTU/H °F
FCU-01 CEILING CASSETTE CONFERENCE 15,000 95 17.000 29 R-410A 350 208/1/60 0.35 15 44 123,45 S-1 SUPPLY DIFFUSER _.OCM __wmmm >%mm___.u.%m -IN, 6 24 X 24 30 1,2,3
FCU-02 CEILING CASSETTE EMPLOYEE SERVICES 12,000 95 13,500 29 R-410A 350 208/1/60 0.35 15 44 12,345 S2 SUPPLY DIFFUSER _.OCM __wmmm >%mm___.u.%m -IN, 8 24 X 24 30 1,2,3
FCU-03 | CEILING CASSETTE EMPLOYEE SERVICES | 12,000 95 13,500 29 R-410A 350 208/1/60 0.35 15 44 12,345 s3 SUPPLY DIFFUSER HOUVER TACE, LAYN 12 24 X 24 30 1,2,3 2
=
w
FCU-04 CEILING CASSETTE CONFERENCE 12,000 95 13,500 29 R-410A 350 208/1/60 0.35 15 44 12345 4
s
1/2"x1/2"x1/2" EGGCRATE, g
FCU-05 | CEILING CONCEALED OFFICE 8,000 95 9,000 29 R-410A 300 208/1/60 1.05 15 49 12345 R-1 RETURN GRILLE CAYAN. T-BAR CEILING 8x6 24x24 30 2.3
1/2"x1/2"x1/2", EGGCRATE,
FCU-06 CEILING CASSETTE WORK AREA 12,000 95 13,500 29 R-410A 350 208/1/60 0.35 15 44 12345 R-2 RETURN GRILLE AYAN. T-BAR CEILING 14x6 24x24 30 2.3
FCU-07 CEILING CASSETTE WORK AREA 12,000 95 13,500 29 R-410A 350 208/1/60 0.35 15 44 12345
FCU-08 CEILING CASSETTE WORK AREA 8,000 95 9,000 29 R-410A 320 208/1/60 0.29 15 41 12345 E-1 EXHAUST REGISTER 1/2°x1/2'x1/2", EGGCRATE, 6x6 24x24 30 1,2,3
LAY-IN, T-BAR CEILING
FCU-09 CEILING CASSETTE WORK AREA 12,000 95 13,500 29 R-410A 350 208/1/60 0.35 15 44 12345 E-2 EXHAUST REGISTER 1/2°x1/2'x1/2", EGGCRATE, 8x8 24x24 30 1,2,3
LAY-IN, T-BAR CEILING
FCU-10 CEILING CASSETTE WORK AREA 12,000 95 13,500 29 R-410A 350 208/1/60 0.35 15 44 12345 E-3 EXHAUST REGISTER 12 xmémmmv_mxwwm\_o%cozﬂEW 10x10 12x12 30 1,2,3
FCU-11 CEILING CASSETTE WORK AREA 12,000 95 13,500 29 R-410A 350 208/1/60 0.35 15 44 12345
FCU-12 CEILING CASSETTE WORK AREA 12,000 95 13,500 29 R-410A 350 208/1/60 0.35 15 44 12345 T-1 TRANSFER GRILLE 1/2°x1/2'x1/2", EGGCRATE, 10x10 24x24 30 2.3
LAY-IN, T-BAR CEILING
FCU-13 CEILING CASSETTE WORK AREA 15,000 95 17,000 29 R-410A 350 208/1/60 0.35 15 44 12345 T2 TRANSFER GRILLE i_w>vm\_mziq\mwy_mmo%_mmmnmm, 12x12 24x24 30 2.3 ‘
B CH2Z2MHILL
®
1/2"x1/2"X1/2", EGGCRATE,
FCU-14 CEILING CASSETTE WORK AREA 15,000 95 17,000 29 R-410A 350 208/1/60 0.35 15 44 12345 T3 TRANSFER GRILLE SURFAGE MOUNT 12x12 14x14 30 2.3 6600 PEACHTREE DUNWOODY
BUILDING 400 SUITE 600
ATLANTA, GEORGIA 30328
FCU-15 CEILING CASSETTE WORK AREA 15,000 95 17,000 29 R-410A 350 208/1/60 0.35 15 44 12345 REMARKS/ ACCESSORIES:
1. OPPOSED BLADE DAMPERS
FCU-16 CEILING CASSETTE WORK AREA 15,000 95 17.000 29 R-410A 350 208/1/60 0.35 15 44 12,345 2. ALUMINUM CONSTRUCTION
3. WHITE FINISH
FCU-17 | CEILING CONCEALED SECRETARY / OFFICE 15,000 95 17,000 29 R-410A 495 208/1/60 1.45 15 58 1,2,34,5 — <m
FCU-18 CEILING CASSETTE WORK AREA 12,000 95 13,500 29 R-410A 350 208/1/60 0.35 15 44 12345
FOR COMMANDER NAVFAC
ACTMITY
FCU-19 CEILING CASSETTE WORK AREA 12,000 95 13,500 29 R-410A 350 208/1/60 0.35 15 44 12345
SATISFACTORY TO  DATE 15/12/15
FCU-20 CEILING CASSETTE WORK AREA 12,000 95 13,500 29 R-410A 350 208/1/60 0.35 15 44 12345
pEs DM __ux<< MW _o:x JG
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FCU-21 CEILING CASSETTE WORK AREA 12,000 95 13,500 29 R-410A 350 208/1/60 0.35 15 44 12345 BRANCH MANAGER
CHIEF ENG/ARCH
FIRE PROTECTION
FCU-22 CEILING CASSETTE WORK AREA 12,000 95 13,500 29 R-410A 350 208/1/60 0.35 15 44 12345 S
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FCU-23 CEILING CASSETTE WORK AREA 12,000 95 13,500 29 R-410A 350 208/1/60 0.35 15 44 12345 3 ANn S
O =
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FCU-24 CEILING CASSETTE WORK AREA 12,000 95 13,500 29 R-410A 350 208/1/60 0.35 15 44 12345 b M 2
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FCU-25 CEILING CASSETTE WORK AREA 12,000 95 13,500 29 R-410A 350 208/1/60 0.35 15 44 12345 @ 8 O
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REMARKS/ ACCESSORIES: <= ¢ @
1. COOLING CAPACITIES BASED ON 80F/50% ENTERING AIR CONDITION. m O T
2. HEATING CAPACITIES BASED ON 70F ENTERING AIR CONDITION 0 LLl O
3. INTEGRAL CONDENSATE LIFT PUMP Z 0 n
4. ELECTRICAL DISCONNECT m N N_
5. WALL MOUNTED ZONE CONTROLLER/THERMOSTAT: SEE M-101 FOR UNITS GROUPED TO SINGLE CONTROLLER T = O
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