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NEW BOLDEN
ES/MS

EXISTING
BOLDEN
SCHOOL

EXISTING
ELLIOT

EXISTING AERIAL FIBER SPLICE POINT
TO NEW AERIAL FIBER COMING FROM
NEW BOLDEN ES/MS

EXISTING UNDERGROUND TO
AERIAL FIBER TRANSITION POINT
(UTILITY POLE "1N")

TO ADMIN (DSO)
BUILDING

TELECOM LEGEND                                                                                                                 .

AERIAL FIBER ROUTE
UNDERGROUND FIBER ROUTE

TELECOM PHASING NOTES                                                                                                  .

1. PULL BACK EXISTING BOLDEN 12 STRAND SINGLE MODE FIBER FROM ELLIOT
SCHOOL TO NEW MANHOLE (HH-2) LOCATION CURRENTLY CONTAINING AN
EXISTING MAINTENANCE HOLE.

2. REPLACE THE EXISTING MAINTENANCE HOLE WITH A NEW TRAFFIC RATED
(TYPE-38Y), CONCRETE ENCASED MANHOLE (HH-2).

3. INSTALL A NEW (4)-4" CONCRETE ENCASED, CONDUIT DUCTBANK BETWEEN
THE NEW MANHOLE (HH-2) AND THE NEW BOLDEN ES/MS.

4. INSTALL A NEW (3)-4" CONCRETE ENCASED, CONDUIT DUCTBANK BETWEEN
THE NEW MANHOLE (HH-2) AND THE SERVICE PROVIDER CONNECTION POINT
AS INDICATED ON THE SITE PLAN.

5. INSTALL A NEW (3)-4" CONCRETE ENCASED, CONDUIT DUCTBANK BETWEEN
MANHOLE (HH-2) AND EXISTING HAND HOLES (HH-1).

6. REROUTE PULLED BACK, EXISTING 12 STRAND FIBER THROUGH THE NEW
MANHOLE (HH-2) / DUCTBANK SYSTEM, PASSING THROUGH THE EXISTING
"DATA" HAND HOLE (HH-1) AND BACK INTO ELLIOT AS A TEMPORARY
CONNECTION. TERMINATE ALL FIBERS ON NEW CONNECTORS.

7. INSTALL A NEW 12 STRAND SINGLE MODE FIBER FROM NEW BOLDEN ES/MS TO
UTILITY POLE 1A (UP-1A1).

8. PROVIDE POLE MOUNTED FIBER ENCLOSURE FOR 12 STRAND FIBER AT THE
SPLICE POINT ON UTILITY POLE 1A (UP-1A1).

9. SPLICE NEW 12 STRAND FIBER INTO EXISTING BOLDEN SCHOOL FIBER AT
UTILITY POLE 1A (UP-1A1).

10. INSTALL A NEW 12 STRAND SINGLE MODE FIBER BETWEEN EXISTING ELLIOT
AND NEW BOLDEN ES/MS AS A PERMANENT FIBER LINK REPLACING THE
TEMPORARY FIBER CONNECTION.

11. REMOVE ALL DECOMISSIONED FIBER / COMMUNICATIONS CABLING AND TURN
OVER TO THE OWNER.

12. INSTALL (1)-2" DIRECT BURIED CONDUIT BETWEEN IDF #1111 AND HAND HOLE
(HH-4) AND BETWEEN THE HAND HOLE (HH-4) AND THE MARQUEE SIGN
WEATHERPROOF ENCLOSURE INSIDE OF THE SIGN STRUCTURE.

13. INSTALL A NEW 2 STRAND MULTI-MODE FIBER FROM MDF #1509 TO MARQUEE
WEATHERPROOF ENCLOSURE. REFER TO BUILDING RISER FOR ROUTING AND
TERMINATION.

14. ALL COMMUNICATIONS FIBER AND COPPER CABLING ENTERING THE NEW
BOLDEN ES/MS SHALL TERMINATE IN THE SERVER ROOM #1509.

UP-1N

UP-1A3

TELECOM KEYED NOTES                                                                                                      .

1

8

2

1

1

1

1

2

NEW 12 STRAND SINGLE MODE FIBER

HH-3
EXISTING MAINTENANCE

HOLE TO REMAIN
3

EXISTING 12 STRAND SINGLE MODE FIBER

EXISTING
DUCTBANK

NEW (4)-4" CONDUIT
DUCTBANK (       )

EXISTING
DUCTBANK

NEW AERIAL
ROUTE

NEW AERIAL ROUTE

NEW AERIAL ROUTE

2EXISTING AERIAL ROUTE

3

STUB OUT (3)-4" CONDUITS FOR FUTURE USE. STUB CONDUITS
OUT 5' PAST THE PAVED ROAD. CAP, TAG AND SEAL CONDUITS.

GENERAL NOTES                                                                                                                                   .

1. ALL FIBER INSTALLATION AND SPLICING MUST BE PERFORMED DURING OFF HOURS
OR OFF SEASON TO MAINTAIN CONSTANT FIBER LINKS TO THE DODEA SCHOOL
WAN.

2. REFER TO SITE PLAN DETAIL SHEETS T-012 & T-013 FOR NEW DUCTBANK AND
MAINTENANCE HOLE DETAILED INFORMATION.

3. ALL NEW TELECOM DUCTBANKS SHALL BE CONCRETE ENCASED.
4. THE COMMUNICATIONS SERVICE PROVIDER IS CENTURY LINK. THE CATV SERVICE

PROVIDER IS HARGRAY. CONTRACTOR IS TO CONTACT THE SERVICE PROVIDERS
AND COORDINATE THE INSTALLATION OF THEIR SERVICES.

5. GRAVITY FED LINES TAKE PRECEDENT IN ROUTING AND SHALL BE INSTALLED FIRST.
6. PRIOR TO INSTALLATION OF ANY COMMUNICATION DUCTBANKS, COORDINATE WITH

OTHER UTILITIES AND THE CIVIL PLANS. PRODUCE AN INSTALLATION PLAN
INDICATING ALL UTILITIES NEAR COMMUNICATION DUCTS AND INCLUDE
APPROPRIATE ELEVATIONS FOR THE ENTIRE DUCTBANK RUNS. HAND HOLE DEPTHS
AND DUCTBANK WINDOWS SHALL BE INCLUDED. COORDINATE PLAN WITH ALL
OTHER DISCIPLINES. ELEVATIONS ARE SHOWN AS "EL##.##" ON THIS PLAN FOR
ASSISTANCE AND MAY BE MODIFIED WHERE NECESSARY. SEE CIVIL PLANS FOR
FINAL GRADE ELEVATIONS.

GENERAL ABBREVIATIONS                                                                                                  .

HH-# - HAND HOLE
UP-# - UTILITY POLE
BFG - BELOW FINISHED GROUND

NEW MANHOLE
(HH-2        )

UP-2A

UP-2B

UP-2C

UP-2DUP-1L

UP-1M

UP-1K

UP-1J
UP-1I

UP-1B

UP-1C

UP-1D

UP-1E

UP-1F

UP-1G

UP-1H 2EXISTING AERIAL ROUTE

4 NEW 2 STRAND INDOOR/OUTDOOR MULTI-MODE FIBER TO
FUTURE MARQUEE SIGN FROM MDF, ROOM #1509.

5 ROUTE MARQUEE SIGN FIBER INTO WEATHERPROOF COMMUNICATIONS
ENCLOSURE WITH 5' OF SLACK. FIELD TERMINATE FIBER ON LC
CONNECTORS. PROVIDE FIBER TO ETHERNET (GIGABIT) MEDIA
CONVERTER INSIDE ENCLOSURE. REFER TO SHEET L-509, E-011 DETAIL 2
FOR INSTALLATION REQUIREMENTS AND TO SHEET T-601 FOR FIBER
BUILDING ROUTING AND TERMINATION. MARQUEE SIGN FIBER ORIGINATES
FROM THE MDF.

4NEW (1)-2" DIRECT
BURIED CONDUIT

5

6 TYPICAL MANHOLE. SEE DETAIL 1 ON SHEET T-013.
7 TYPICAL HANDHOLE. SEE DETAIL 3 ON SHEET T-012.

6

NEW HAND HOLE

HH-4 7

8 (1) NEW & (1) EXISTING 12 STRAND SINGLE MODE FIBER CABLES IN NEW
(4)-4" CONDUIT DUCTBANK. COORDINATE DUCTBANK ROUTE WITH CIVIL
SITE PLAN FOR GAS, WATER, AND POWER UTILITY CROSSINGS. TO AVOID
MAJOR CONFLICTS, ROUTE DUCTBANK SOUTH-WEST BETWEEN THE
TRUCK WELL AND TREE UNDER OTHER UTILITIES.

(3) EXISTING HAND
HOLES (HH-1) LOCATION

9 COORDINATE DUCTBANK ROUTE WITH CIVIL SITE PLAN FOR GAS,
WATER, AND SEWER LINE CROSSINGS. TO AVOID MAJOR CONFLICTS,
ROUTE DUCTBANK OVER OTHER UTILITIES BEFORE DROPPING TO
INDICATED DEPTHS.

9

2

10

10 IN ORDER TO MAINTAIN COMMUNICATIONS CONTINUITY TO ELLIOT ES
FROM THE EXISTING BOLDEN SCHOOL, A NEW FIBER SPLICE MUST BE
PROVIDED BETWEEN UTILITY POLES 2D & 2B WHEN THE POLES ARE
RELOCATED.

NEW (3)-4" CONDUIT
DUCTBANK BETWEEN
HH-1 & HH-2

11

11 THREE EXISTING ADJACENT HAND HOLES (HH-1) - TELEPHONE, FIBER
AND CATV.

FAN OUT CONDUITS (1)-4" CONDUIT TO EACH EXISTING HAND HOLE.

50 PAIR COPPER & A 24 STRAND SINGLE MODE FIBER BY CENTURY LINK
FROM EXISTING "TELEPHONE" HANDHOLE AND 12 STRAND SINGLE MODE
FIBER BY HARGRAY FROM EXISTING "CATV" HANDHOLE INTO THE NEW
BOLDEN ES/MS.

12

12

13

13

2

1

1

14

14

DEMO EXISTING UNDERGROUND COMMUNICATIONS TO MAINTENANCE
BUILDING BEING REMOVED.

ROUTE CONDUIT OVER
CONCRETE STORM  DRAIN LINE

"FIBER" HAND HOLE
(DODEA FIBER LAN)

"CATV" HAND HOLE
(HARGRAY)

"TELEPHONE" HAND HOLE
(CENTURY LINK)

TO ELLIOT
SCHOOL

TO MANHOLE HH-2

FAN DUCTBANK OUT
WITH (1)-4" CONDUIT

TO EACH HAND HOLE

UTILITY CONNECTION
POINT (HH-1)

EL31.25

EL28.00

EL30.50

EL30.50

EL32.00

EL30.50

SERVICE PROVIDERS

CENTURY LINK

GARY D. REED
1412 Prince Street Post Office Drawer 1659
Beaufort, South Carolina 29901
Phone: 843.525.7937
Email: gary.reed@centurylink.com

HARGRAY

FRANKIE DENMARK
7 Arley Way, Suite 200
P.O. Box 3380
Bluffton, South Carolina 29910
Phone: 843.815.1694
Email: frankie.denmark@htc.hargray.com
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PW#23368

DOOR SCHEDULE 2ND FLOOR

Door
Number Type

DOOR

Fire
Rating

STC
Rating

FRAME

Hard
ware Comments

SIZE

Material Finish Type Material Finish

DETAILS

Width Height
Thick
ness Head Jamb Sill

2300E FG 3'-0" 7'-0" 1 3/4" WD CL IS8 HM PT A3/A-537 A2/A-537 D5/A-538 34.0
2301 FG 3'-0" 9'-0" 1 3/4" AL HPOC 45 F1 AL HPOC C3/A-536 A2/A-502 D5/A-538 15.0
2301A F 3'-0" 7'-0" 1 3/4" WD ST F1 HM PT C4/A-536 B4/A-536 D5/A-538 30.0
2301B F 5'-4" 7'-0" 1 3/4" WD ST F3 HM PT C4/A-536 B4/A-536 D5/A-538 36.0
2302 FG 3'-0" 9'-0" 1 3/4" AL HPOC 45 F1 AL HPOC C3/A-536 A2/A-502 B4/A-538 15.0
2303 FG 3'-0" 9'-0" 1 3/4" AL HPOC 45 F1 AL HPOC C3/A-536 A2/A-502 B4/A-538 15.0
2304 FG 3'-0" 9'-0" 1 3/4" AL HPOC 45 F1 AL HPOC C3/A-536 A2/A-502 B4/A-538 15.0
2307 FG 3'-0" 7'-0" 1 3/4" AL HPOC IS5 AL HPOC A3/A-537 B3/A-536 B4/A-538 32.0
2308 FG 3'-0" 7'-0" 1 3/4" AL HPOC IS2 AL HPOC A3/A-537 B3/A-536 B4/A-538 32.0
2309 F 3'-0" 7'-0" 1 3/4" WD ST F1 HM PT C4/A-536 B4/A-536 C5/A-538 58.0
2310 F 3'-0" 7'-0" 1 3/4" WD ST F1 HM PT C4/A-536 B4/A-536 C5/A-538 58.0
2311 F 3'-0" 7'-0" 1 3/4" WD ST F1 HM PT C4/A-536 B4/A-536 C5/A-538 56.0 5,
2313 N 6'-0" 7'-0" 1 3/4" WD ST S F1 HM PT C4/A-536 B4/A-536 C4/A-538 68.0 3
2401A F 3'-0" 7'-0" 1 3/4" WD ST S F5 HM PT C4/A-536 B4/A-536 D5/A-538 28.0 9
2401B F 3'-0" 7'-0" 1 3/4" WD ST S F5 HM PT C4/A-536 B4/A-536 D5/A-538 28.0 9
2402 G 3'-0" 7'-0" 1 3/4" WD ST F1 HM PT C4/A-536 B4/A-536 D5/A-538 33.0
2403A F 3'-0" 7'-0" 1 3/4" WD ST S F5 HM PT C4/A-536 B4/A-536 D5/A-538 28.0 9
2403B F 3'-0" 7'-0" 1 3/4" WD ST S F5 HM PT C4/A-536 B4/A-536 D5/A-538 28.0 9
2403C F 3'-0" 7'-0" 1 3/4" HM PT F1 HM PT C4/A-535 A4/A-535 A4/A-538 28.0 4, 7
2404 G 3'-0" 7'-0" 1 3/4" WD ST F1 HM PT C4/A-536 B4/A-536 D5/A-538 33.0
2405 F 3'-0" 7'-0" 1 3/4" WD ST S F1 HM PT C4/A-536 B4/A-536 D5/A-538 60.0 5, 6

DOOR SCHEDULE 2ND FLOOR

Door
Number Type

DOOR

Fire
Rating

STC
Rating

FRAME

Hard
ware Comments

SIZE

Material Finish Type Material Finish

DETAILS

Width Height
Thick
ness Head Jamb Sill

2C20 F 8'-0" 7'-0" 1 3/4" WD ST 90 MIN F1 HM PT A4/A-536 A3/A-536 D5/A-538 47.0 3
2C301 G 3'-0" 7'-0" 1 3/4" WD ST S F1 HM PT C4/A-536 B4/A-536 D5/A-538 15.0 9
21 N 6'-0" 7'-0" 1 3/4" WD ST 1 HR F1 HM PT C4/A-536 B4/A-536 D5/A-538 22.0 3
22 N 6'-0" 7'-0" 1 3/4" WD ST 1 HR F3 HM PT C1/A-536 B1/A-536 D5/A-538 22.0 3
23 N 6'-0" 7'-0" 1 3/4" WD ST 1 HR F3 HM PT C4/A-536 B4/A-536 D5/A-538 22.0 3
2000 F 3'-0" 7'-0" 1 3/4" WD ST S F1 HM PT C4/A-536 B4/A-536 B4/A-538 16.0
2001 G 3'-0" 7'-0" 1 3/4" WD ST S F1 HM PT C4/A-536 B4/A-536 B4/A-538 16.0 9
2002 F 3'-0" 7'-0" 1 3/4" WD ST S F5 HM PT C4/A-536 B4/A-536 B4/A-538 34.0 9
2003 G 3'-0" 7'-0" 1 3/4" WD ST S F1 HM PT C4/A-536 B4/A-536 B4/A-538 16.0 9
2004 G 3'-0" 7'-0" 1 3/4" WD ST S F1 HM PT C4/A-536 B4/A-536 B4/A-538 16.0 9
2005 F 3'-0" 7'-0" 1 3/4" WD ST S F1 HM PT C4/A-536 B4/A-536 D5/A-538 60.0 5, 6
2006A F 3'-0" 7'-0" 1 3/4" WD ST S F5 HM PT C4/A-536 B4/A-536 D5/A-538 25.0 9
2006B F 3'-0" 7'-0" 1 3/4" WD ST S F5 HM PT C4/A-536 B4/A-536 D5/A-538 26.0 9
2006C F 3'-0" 7'-0" 1 3/4" WD ST 90 MIN F1 HM PT C4/A-536 B4/A-536 B4/A-538 52.1
2006D F 3'-0" 7'-0" 1 3/4" WD ST 90 MIN F1 HM PT C4/A-536 B4/A-536 D5/A-538 52.1
2007 F 3'-0" 7'-0" 1 3/4" WD ST 90 MIN F1 HM PT C4/A-536 B4/A-536 D5/A-538 63.0
2008A F 3'-0" 7'-0" 1 3/4" WD ST 90 MIN F1 HM PT C4/A-536 B4/A-536 B4/A-538 33.0
2008B G 3'-0" 7'-0" 1 3/4" WD ST S F1 HM PT C4/A-536 B4/A-536 D5/A-538 34.0 9
2009 F 3'-0" 7'-0" 1 3/4" WD ST S F1 HM PT C4/A-536 B4/A-536 D5/A-538 60.0 5, 6
2010 F 3'-0" 7'-0" 1 3/4" WD ST S F1 HM PT C4/A-536 B4/A-536 C5/A-538 59.0 5, 6
2011 F 3'-0" 7'-0" 1 3/4" WD ST S F1 HM PT C4/A-536 B4/A-536 C5/A-538 59.0 5, 6
2012 G 3'-0" 7'-0" 1 3/4" WD ST S F1 HM PT C4/A-536 B4/A-536 B4/A-538 31.0 9
2013 G 3'-0" 7'-0" 1 3/4" WD ST S F1 HM PT C4/A-536 B4/A-536 B4/A-538 16.0 9
2014 F 3'-0" 7'-0" 1 3/4" WD ST S F5 HM PT C4/A-536 B4/A-536 D5/A-538 35.0 9
2100A F 3'-0" 7'-0" 1 3/4" WD ST S IS6 HM PT B3/A-537 B3/A-536 D5/A-538 28.0 9
2100B F 3'-0" 7'-0" 1 3/4" WD ST S IS6 HM PT B3/A-537 B3/A-536 D5/A-538 28.0 9
2100C F 3'-0" 7'-0" 1 3/4" WD ST S IS6 HM PT B3/A-537 B3/A-536 D5/A-538 28.0 9
2100D F 3'-0" 7'-0" 1 3/4" WD ST S IS6 HM PT B3/A-537 B3/A-536 D5/A-538 28.0 9
2100E FG 3'-0" 7'-0" 1 3/4" WD ST IS8 HM PT A3/A-537 A2/A-537 D5/A-538 34.0
2101 FG 3'-0" 9'-0" 1 3/4" AL HPOC 45 F1 AL HPOC C3/A-536 A2/A-502 B4/A-538 15.0
2102 FG 3'-0" 9'-0" 1 3/4" AL HPOC 45 F1 AL HPOC C3/A-536 A2/A-502 B4/A-538 15.0
2103 FG 3'-0" 9'-0" 1 3/4" AL HPOC 45 F1 AL HPOC C3/A-536 A2/A-502 B4/A-538 15.0
2104 FG 3'-0" 9'-0" 1 3/4" AL HPOC 45 F1 AL HPOC C3/A-536 A2/A-502 B4/A-538 15.0
2107 FG 3'-0" 7'-0" 1 3/4" AL HPOC IS5 AL HPOC A3/A-537 B3/A-536 B4/A-538 32.0
2108 FG 3'-0" 7'-0" 1 3/4" AL HPOC IS2 AL HPOC A3/A-537 B3/A-536 B4/A-538 32.0
2109 F 3'-0" 7'-0" 1 3/4" WD ST F1 HM PT C4/A-536 B4/A-536 C5/A-538 58.0
2110 F 3'-0" 7'-0" 1 3/4" WD ST F1 HM PT C4/A-536 B4/A-536 C5/A-538 58.0
2111 F 3'-0" 7'-0" 1 3/4" WD ST S F1 HM PT C4/A-536 B4/A-536 C4/A-538 65.0
2112 F 3'-0" 7'-0" 1 3/4" WD ST S F1 HM PT C4/A-536 B4/A-536 C4/A-538 48.0 2
2118 F 6'-0" 7'-0" 1 3/4" WD ST S F1 HM PT C4/A-536 B4/A-536 C4/A-538 67.0
2200A F 3'-0" 7'-0" 1 3/4" WD ST S IS6 HM PT B3/A-537 B3/A-536 D5/A-538 28.0 9
2200B F 3'-0" 7'-0" 1 3/4" WD ST S IS6 HM PT B3/A-537 B3/A-536 D5/A-538 28.0 9
2200C F 3'-0" 7'-0" 1 3/4" WD ST S IS6 HM PT B3/A-537 B3/A-536 D5/A-538 28.0 9
2200D F 3'-0" 7'-0" 1 3/4" WD ST S IS6 HM PT B3/A-537 B3/A-536 D5/A-538 28.0 9
2200E FG 3'-0" 7'-0" 1 3/4" WD ST IS8 HM PT A3/A-537 A2/A-537 D5/A-538 34.0
2201 FG 3'-0" 9'-0" 1 3/4" AL HPOC 45 F1 AL HPOC C3/A-536 A2/A-502 B4/A-538 15.0
2202 FG 3'-0" 9'-0" 1 3/4" AL HPOC 45 F1 AL HPOC C3/A-536 A2/A-502 B4/A-538 15.0
2203 FG 3'-0" 9'-0" 1 3/4" AL HPOC 45 F1 AL HPOC C3/A-536 A2/A-502 B4/A-538 15.0
2204 FG 3'-0" 9'-0" 1 3/4" AL HPOC 45 F1 AL HPOC C3/A-536 A2/A-502 B4/A-538 15.0
2207 FG 3'-0" 7'-0" 1 3/4" AL HPOC IS5 AL HPOC A3/A-537 B3/A-536 B4/A-538 32.0
2208 FG 3'-0" 7'-0" 1 3/4" AL HPOC IS2 AL HPOC A3/A-537 B3/A-536 B4/A-538 32.0
2209 F 3'-0" 7'-0" 1 3/4" WD ST F1 HM PT C4/A-536 B4/A-536 C5/A-538 58.0
2210 F 3'-0" 7'-0" 1 3/4" WD ST F1 HM PT C4/A-536 B4/A-536 C5/A-538 58.0
2211 F 3'-0" 7'-0" 1 3/4" WD ST S F1 HM PT C4/A-536 B4/A-536 C4/A-538 49.0 2
2300A F 3'-0" 7'-0" 1 3/4" WD ST S IS6 HM PT B3/A-537 B3/A-536 D5/A-538 28.0 9
2300B F 3'-0" 7'-0" 1 3/4" WD ST S IS6 HM PT B3/A-537 B3/A-536 D5/A-538 28.0 9
2300C F 3'-0" 7'-0" 1 3/4" WD ST S IS6 HM PT B3/A-537 B3/A-536 D5/A-538 28.0 9
2300D F 3'-0" 7'-0" 1 3/4" WD ST S IS6 HM PT B3/A-537 B3/A-536 D5/A-538 28.0 9

DOOR SCHEDULE 1ST FLOOR - PART 2

Door
No. Type

DOOR

Fire
Rating

STC
Rating

FRAME

Hardw
are Comments

SIZE

Material Finish Type Material Finish

DETAILS

Width Height
Thick
ness Head Jamb Sill

1800A F 6'-0" 7'-0" 1 3/4" WD ST S 45 F3 HM PT C2/A-536 B2/A-536 B4/A-538 23.1 3
1800B F 3'-0" 7'-0" 1 3/4" WD ST S 45 F1 HM PT C2/A-536 B2/A-536 B1/A-538 28.0
1800C F 3'-0" 7'-0" 1 3/4" WD ST 90 MIN 50 F1 HM PT A1/A536 B2/A-536 D1/A-538 41.0
1801 G 3'-0" 7'-0" 1 3/4" WD ST F1 HM PT C4/A-536 B4/A-536 B1/A-538 29.0
1802 G 3'-0" 7'-0" 1 3/4" WD ST 50 F1 HM PT C2/A-536 B2/A-536 B1/A-538 52.0
1803 G 3'-0" 7'-0" 1 3/4" WD ST S F1 HM PT C2/A-536 B2/A-536 D5/A-538 33.0 9
1804 G 3'-0" 7'-0" 1 3/4" WD ST S F1 HM PT C4/A-536 B4/A-536 B4/A-538 63.0
1810A F 3'-0" 7'-0" 1 3/4" WD ST S F5 HM PT C4/A-536 B4/A-536 D5/A-538 31.0 9
1810B FG 6'-0" 7'-0" 1 3/4" AL HPOC 3SF5 AL HPOC A3/A-537 A3/A-537 A4/A-538 6.0 2, 3, 7
1811 G 3'-0" 7'-0" 1 3/4" WD ST S F1 HM PT C4/A-536 B4/A-536 D5/A-538 63.0
1812 N 4'-0" 7'-0" 1 3/4" WD ST 45 MIN F1 HM PT C4/A-536 B4/A-536 D5/A-538 64.1
1900 F 3'-0" 7'-0" 1 3/4" WD ST S F5 HM PT C4/A-536 B4/A-536 D5/A-538 39.0 9
1901 F 3'-0" 7'-0" 1 3/4" WD CL F1 HM PT C4/A-536 B4/A-536 C5/A-538 56.0
1902 F 3'-0" 7'-0" 1 3/4" WD ST S F5 HM PT C4/A-536 B4/A-536 D5/A-538 31.0 9

OPERABLE PARTITIONS SCHEDULE

TYPE DESCRIPTION COUNT
PANEL

THICK & #
PANEL
FINISH DIMENSIONS COMMENTS

OPG1 SINGLE PANEL GLAZED OPERABLE PARTITION, MANUALLY OPERATED 6 3" - 4 PANELS AL/CLG 14'-4" L X 9'-2" H STC 40
OPG2 SINGLE PANEL GLAZED OPERABLE PARTITION, MANUALLY OPERATED 18 3" - 6 PANELS AL/CLG 19'-8" L X 9'-2" H STC 40
OPS1 SINGLE PANEL SOLID OPERABLE PARTITION, MANUALLY OPERATED 11 3" - 9 PANELS TB/MB 32'-2" L X 9'-2" H STC 45
OPS2 SINGLE PANEL SOLID OPERABLE PARTITION, MANUALLY OPERATED 1 3" - 6 PANELS TB/MB 20'-4" L X 9'-2" H STC 45
OPS3 SINGLE PANEL SOLID OPERABLE PARTITION, MANUALLY OPERATED 1 3" - 9 PANELS PL 34'-0" L X 9'-2" H STC 45
OPS4 CONTINUOUSLY HINGED OPERABLE SOLID PARTITION, ELECTRICALLY OPERATED 1 3" - 13 PANELS PL 51'-0" L X 13'-10" H STC 45; ELEC. OPER.

OPERABLE PARTITION TAG
LEGEND

OPERABLE PARTITION PANEL
FINISF LEGEND

AL/CLG - ALUMINUM PANEL WITH CLEAR LAMINATED GLASS
TB/MB - TACKBOARD AND MAGNETIC MARKERBOARD (SEE DETAIL B3/A-417)
PL - PLASTIC LAMINATE

FIRE DOOR SCHEDULE

Door
No. Type

DOOR

Fire
Rating

STC
Rating

FRAME

Hard
ware Comments

SIZE

Material Finish Type Material Finish

DETAILS

Width Height
Thick
ness Head Jamb Sill

FS1 OH 9'-4" 11'-6" 1/2" SS SS 45 MIN 40 SS SS FIRE SHUTTER
FS2 OH 8'-0" 11'-6" 1/2" SS SS 45 MIN 40 SS SS FIRE SHUTTER
FS3 OH 6'-5" 11'-6" 1/2" SS SS 45 MIN 40 SS SS FIRE SHUTTER

SEE DETAIL C5/A-537 FOR FIRE DOOR/SHUTTER OPENING SIZE.

NOTE:  REFER TO A-601
FOR DOOR COMMENTS
DESCRIPTIONS.
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PW#23367

DOOR SCHEDULE 1ST FLOOR - PART 1

Door
No. Type

DOOR

Fire
Rating

STC
Rating

FRAME

Hard
ware Comments

SIZE

Material Finish Type Material Finish

DETAILS

Width Height
Thick
ness Head Jamb Sill

1211 F 3'-0" 7'-0" 1 3/4" WD ST S F1 HM PT C4/A-536 B4/A-536 D5/A-538 60.0 5,
1212 G 3'-0" 7'-0" 1 3/4" WD ST F1 HM PT C4/A-536 B4/A-536 D5/A-538 33.0 9
1213 F 3'-0" 7'-0" 1 3/4" WD ST S F1 HM PT C4/A-536 B4/A-536 C4/A-538 49.0 2
1300A F 3'-0" 7'-0" 1 3/4" WD ST S IS6 HM PT B3/A-537 B3/A-536 D5/A-538 28.0 9
1300B F 3'-0" 7'-0" 1 3/4" WD ST S IS6 HM PT B3/A-537 B3/A-536 D5/A-538 28.0 9
1300C F 3'-0" 7'-0" 1 3/4" WD ST S IS6 HM PT B3/A-537 B3/A-536 D5/A-538 28.0 9
1300D F 3'-0" 7'-0" 1 3/4" WD ST S IS6 HM PT B3/A-537 B3/A-536 D5/A-538 28.0 9
1300E FG 3'-0" 7'-0" 1 3/4" AL HPOC 2CW9 AL HPOC A3/A-537 C1/A-535 A4/A-538 1.0 2, 7
1301 FG 3'-0" 9'-0" 1 3/4" AL HPOC F1 AL HPOC C3/A-536 A2/A-502 B4/A-538 15.0
1302 FG 3'-0" 9'-0" 1 3/4" AL HPOC F1 AL HPOC C3/A-536 A2/A-502 B4/A-538 15.0
1303 FG 3'-0" 9'-0" 1 3/4" AL HPOC F1 AL HPOC C3/A-536 A2/A-502 B4/A-538 15.0
1304 FG 3'-0" 9'-0" 1 3/4" AL HPOC F1 AL HPOC C3/A-536 A2/A-502 B4/A-538 15.0
1305 FG 3'-0" 7'-0" 1 3/4" WD ST IS8 HM PT A3/A-537 A2/A-537 D5/A-538 34.0
1307 FG 3'-0" 7'-0" 1 3/4" AL HPOC IS5 AL HPOC A3/A-537 B3/A-536 B4/A-538 32.0
1308 FG 3'-0" 7'-0" 1 3/4" AL HPOC IS2 AL HPOC A3/A-537 B3/A-536 B4/A-538 32.0
1309 F 3'-0" 7'-0" 1 3/4" WD ST F1 HM PT C4/A-536 B4/A-536 C5/A-538 58.0
1310 F 3'-0" 7'-0" 1 3/4" WD ST F1 HM PT C4/A-536 B4/A-536 C5/A-538 58.0
1401 FG 3'-0" 7'-11" 1 3/4" AL HPOC IS10 AL HPOC A3/A-537 A3/A-537 B4/A-538 9.0 9
1402 F 3'-0" 7'-0" 1 3/4" WD ST S F1 HM PT C4/A-536 B4/A-536 C4/A-538 65.0
1403A FG 3'-0" 7'-11" 1 3/4" AL HPOC IS10 AL HPOC A3/A-537 A3/A-537 B4/A-538 9.0
1403B G 3'-0" 7'-0" 1 3/4" WD ST F1 HM PT C4/A-536 B4/A-536 D5/A-538 15.0
1403C FG 3'-0" 7'-11" 1 3/4" AL HPOC IS11 AL HPOC A3/A-537 B3/A-536 D5/A-538 26.0 9
1404 F 3'-0" 7'-0" 1 3/4" WD ST S F1 HM PT C4/A-536 B4/A-536 D5/A-538 63.0 5,
1405A G 3'-0" 7'-0" 1 3/4" WD ST F1 HM PT A1/A-535 A2/A-535 B1/A-538 33.0
1405B G 4'-0" 7'-0" 1 3/4" WD ST F3 HM PT C2/A-536 B2/A-536 D5/A-538 34.0
1406 F 3'-0" 7'-0" 1 3/4" WD ST S F1 HM PT C4/A-536 B4/A-536 C5/A-538 59.0 5,
1407A FG 3'-0" 7'-11" 1 3/4" AL HPOC IS12 AL HPOC A3/A-537 B3/A-536 B4/A-538 26.0 9
1407B FG 3'-0" 7'-0" 1 3/4" AL HPOC 2CW4 AL HPOC A3/A-537 C1/A-535 A1/A-538 2.0 7
1408 F 3'-0" 7'-0" 1 3/4" WD ST S F1 HM PT C4/A-536 B4/A-536 C5/A-538 59.0 5,
1409 FG 3'-0" 7'-11" 1 3/4" AL HPOC IS14 AL HPOC A3/A-537 B3/A-536 B1/A-538 33.0
1410 F 3'-0" 7'-0" 1 3/4" WD ST S F1 HM PT C4/A-536 B4/A-536 D5/A-538 25.0
1411A G 3'-4" 8'-0" 1 3/4" WD ST 45 F3 HM PT C2/A-536 B2/A-536 D5/A-538 44.0
1411B F 3'-4" 8'-0" 1 3/4" WD ST 45 F3 HM PT C2/A-536 B2/A-536 D5/A-538 44.0
1412 G 4'-0" 7'-0" 1 3/4" WD ST S F3 HM PT C2/A-536 B2/A-536 D5/A-538 33.2
1413 G 4'-0" 7'-0" 1 3/4" WD ST S F3 HM PT C2/A-536 B2/A-536 D5/A-538 61.1
1414 F 6'-0" 7'-0" 1 3/4" WD ST S F3 HM PT C1/A-536 B1/A-536 D5/A-538 66.0
1415 F 6'-0" 7'-0" 1 3/4" HM PT F4 HM PT C4/A-535 A4/A-535 C1/A-538 72.0 3
1500A G 6'-0" 7'-0" 1 3/4" WD ST S F3 HM PT C4/A-536 B4/A-536 A2/A-538 40.0 3, 9
1500B OH 10'-0" 10'-0" 2" SS SS S N/A HM PT A4/A-537 C5/A-537 D4/A-538 74.0 8
1500C OH 10'-0" 10'-0" 2" SS SS S N/A HM PT A4/A-537 C5/A-537 D4/A-538 74.0 8
1502A G 3'-0" 7'-0" 1 3/4" WD ST F1 HM PT C4/A-536 B4/A-536 A2/A-538 29.0 6
1502B OH 6'-6" 7'-4" 2" SS SS S N/A HM PT A4/A-537* C5/A-537 A4/A-537 74.0 8
1504 F 3'-0" 7'-0" 1 3/4" WD ST S F1 HM PT C4/A-536 B4/A-536 A2/A-538 60.0 5, 6
1505 F 3'-0" 7'-0" 1 3/4" WD ST S F1 HM PT C4/A-536 B4/A-536 A2/A-538 64.0 6
1506 G 3'-0" 7'-0" 1 3/4" WD ST S F1 HM PT C4/A-536 B4/A-536 A2/A-538 53.0
1507 F 3'-0" 7'-0" 1 3/4" WD ST S F1 HM PT C4/A-536 B4/A-536 B2/A-538 31.0 9
1508 F 3'-0" 7'-0" 1 3/4" WD ST S F1 HM PT C4/A-536 B4/A-536 A2/A-538 57.0 6
1509 F 6'-0" 7'-0" 1 3/4" HM PT F4 HM PT C4/A-535 A4/A-535 C1/A-538 72.0 3, 4, 7
1510 F 3'-0" 7'-0" 1 3/4" WD ST F1 HM PT C4/A-536 B4/A-536 A2/A-538 56.0 5, 6
1511 G 3'-0" 7'-0" 1 3/4" WD ST S F1 HM PT C4/A-536 B4/A-536 C4/A-538 53.0
1512A F 6'-0" 7'-0" 1 3/4" WD ST S F3 HM PT C4/A-536 B4/A-536 B2/A-538 69.0 3
1512B F 8'-0" 7'-0" 1 3/4" HM PT F4 HM PT C4/A-535 A4/A-535 C1/A-538 71.0 3, 4, 7
1513 F 3'-0" 7'-0" 1 3/4" WD ST S F1 HM PT C4/A-536 B4/A-536 D4/A-538 60.0 5, 6
1514 F 6'-0" 7'-0" 1 3/4" WD ST S F3 HM PT C4/A-536 B4/A-536 D4/A-538 45.0 3
1515 F 6'-0" 7'-0" 1 3/4" WD ST F3 HM PT C4/A-536 B4/A-536 D5/A-538 51.0 2, 3
1600A N 6'-0" 7'-0" 1 3/4" WD ST F3 HM PT A1/A-535 A2/A-535 A3/A-538 18.0 3, 9
1600B N 6'-0" 7'-0" 1 3/4" WD ST F3 HM PT A1/A-535 A2/A-535 A3/A-538 18.0 3, 9
1600C F 6'-0" 7'-0" 1 3/4" HM PT F4 HM PT C4/A-535 A4/A-535 C3/A-538 13.0 2,3,4,7
1600D F 6'-0" 7'-0" 1 3/4" HM PT F4 HM PT C4/A-535 A4/A-535 C3/A-538 13.0 2, 3, 4, 7
1600E F 6'-0" 7'-0" 1 3/4" HM PT F4 HM PT C4/A-535 A4/A-535 C3/A-538 13.0 3, 4, 7
1601 F 3'-0" 7'-0" 1 3/4" WD ST F1 HM PT C4/A-536 B4/A-536 C5/A-538 57.0 5, 6
1602 G 3'-0" 7'-0" 1 3/4" WD ST F1 HM PT A1/A-535 A2/A-535 A3/A-538 29.0
1604 F 3'-0" 7'-0" 1 3/4" WD ST F1 HM PT C4/A-536 B4/A-536 B3/A-538 58.0 6
1606 F 3'-0" 7'-0" 1 3/4" WD ST F1 HM PT C4/A-536 B4/A-536 B3/A-538 58.0 6
1607 F 3'-0" 7'-0" 1 3/4" WD ST S F1 HM PT C4/A-536 B4/A-536 C5/A-538 61.0 5, 6
1608 I 8'-0" 7'-0" 1 3/4" WD PT F3 HM PT A1/A-535 A2/A-535 A3/A-538 66.1 3
1609 F 5'-0" 7'-0" 1 3/4" WD ST F3 HM PT C4/A-536 B4/A-536 C4/A-538 67.0
1700A N 6'-0" 7'-0" 1 3/4" WD ST 45 F3 HM PT C4/A-536 B4/A-536 D5/A-538 23.0 3, 9
1700B N 6'-0" 7'-0" 1 3/4" WD ST S 45 F3 HM PT C2/A-536 B2/A-536 D5/A-538 24.0 3, 9
1701 F 3'-0" 7'-0" 1 3/4" WD ST S F1 HM PT C4/A-536 B4/A-536 A3/A-538 63.0
1702 F 3'-0" 7'-0" 1 3/4" WD ST S F1 HM PT C4/A-536 B4/A-536 D5/A-538 61.0
1703 F 3'-0" 7'-0" 1 3/4" WD ST S F1 HM PT C4/A-536 B4/A-536 A3/A-538 55.0
1704 F 3'-0" 7'-0" 1 3/4" WD ST S F1 HM PT C4/A-536 B4/A-536 A3/A-538 55.0

DOOR SCHEDULE 1ST FLOOR - PART 1

Door
No. Type

DOOR

Fire
Rating

STC
Rating

FRAME

Hard
ware Comments

SIZE

Material Finish Type Material Finish

DETAILS

Width Height
Thick
ness Head Jamb Sill

1C1A FG 6'-0" 7'-0" 1 3/4" AL HPOC 2CW3 AL HPOC A3/A-537 C1/A-535 D2/A-538 5.0 3, 7
1C1B FG 6'-0" 7'-0" 1 3/4" AL HPOC 2CW3 AL HPOC A3/A-537 C1/A-535 D2/A-538 7.0 1, 2, 3, 7
1C1C FG 6'-0" 7'-0" 1 3/4" AL HPOC IS1 AL HPOC A3/A-537 B3/A-536 C5/A-538 8.0 1, 3, 10
1C1D FG 6'-0" 7'-0" 1 3/4" AL HPOC IS1 AL HPOC A3/A-537 B3/A-536 C5/A-538 10.0 1, 2, 3, 10
1C2A F-OS 6'-0" 7'-0" 1 3/4" WD ST 90 MIN F4 HM PT A4/A-536 A3/A-536 D5/A-538 47.0 3
1C2B F 3'-0" 7'-0" 1 3/4" WD ST S F5 HM PT C4/A-536 B4/A-536 D5/A-538 38.0 9
1C3 FG 6'-0" 7'-0" 1 3/4" AL HPOC 3SF5 AL HPOC A3/A-537 A3/A-537 A4/A-538 6.0 2, 3, 7
1C4 FG 6'-0" 7'-0" 1 3/4" AL HPOC 3SF5 AL HPOC A3/A-537 A3/A-537 A4/A-538 6.0 2, 3, 7
1C4A N 6'-0" 7'-0" 1 3/4" WD ST S F3 HM PT C4/A-536 B4/A-536 D5/A-538 21.0 3
1C5 N 6'-0" 7'-0" 1 3/4" WD ST S F3 HM PT C4/A-536 B4/A-536 D5/A-538 21.0 3
1C6 F 6'-0" 7'-0" 1 3/4" WD ST S F3 HM PT C4/A-536 B4/A-536 D4/A-538 19.0 2
1C7A G 3'-0" 7'-0" 1 3/4" HM PT F2 HM PT C4/A-535 A4/A-535 D3/A-538 11.0 2, 4, 7
1C7B F 8'-0" 7'-0" 1 3/4" HM PT F4 HM PT C4/A-535 A4/A-535 D3/A-538 12.0 3, 4, 7
1C9A FG2 6'-0" 7'-0" 1 3/4" AL HPOC 1CW1 AL HPOC A3/A-537 C1/A-535 A4/A-538 4.0 1, 2, 3, 7
1C9B F 8'-0" 7'-0" 1 3/4" WD ST 90 MIN F3 HM PT A4/A-536 A3/A-536 D5/A-538 46.0 3
1C11A FG 3'-0" 7'-0" 1 3/4" AL HPOC 3SF9 AL HPOC A3/A-537 C2/A-535 A4/A-538 3.0 2, 7
1C11B FG2 6'-0" 7'-0" 1 3/4" AL HPOC 1CW61 AL HPOC A3/A-537 C1/A-535 A4/A-538 4.0 1, 2, 3, 7
11A N 6'-0" 7'-0" 1 3/4" WD ST 1 HR F3 HM PT C4/A-536 B4/A-536 D5/A-538 22.0 3
11B FG2 6'-0" 7'-0" 1 3/4" AL HPOC 1CW2 AL HPOC A3/A-537 C1/A-535 A4/A-538 7.0 3, 7
12A N 4'-0" 7'-0" 1 3/4" WD ST 1 HR F2 HM PT C1/A-536 B1/A-536 D5/A-538 22.0
12B S 6'-0" 7'-0" 1 3/4" HM PT 45 MIN F4 HM PT C4/A-535 A4/A-535 A4/A-538 6.0 2, 3, 7
13A N 6'-0" 7'-0" 1 3/4" WD ST 1 HR F3 HM PT C4/A-536 B4/A-536 D5/A-538 22.0 3
13B FG2 6'-0" 7'-0" 1 3/4" AL HPOC 1CW51 AL HPOC A3/A-537 C1/A-535 A4/A-538 7.0 3, 4, 7
1000A F 3'-0" 7'-0" 1 3/4" WD ST S IS2 HM PT B3/A-537 B3/A-536 C2/A-538 27.0 9, 10
1000B F 3'-0" 7'-0" 1 3/4" WD ST S IS2 HM PT B3/A-537 B3/A-536 C5/A-538 50.0 2, 9
1000C G 3'-0" 7'-0" 1 3/4" WD ST F1 HM PT C4/A-536 B4/A-536 B4/A-538 49.0 2
1002A G 3'-0" 7'-0" 1 3/4" WD ST F1 HM PT C4/A-536 B4/A-536 B4/A-538 29.0
1002B G 3'-0" 7'-0" 1 3/4" WD ST F1 HM PT C4/A-536 B4/A-536 B1/A-538 54.0
1003 G 3'-0" 7'-0" 1 3/4" WD ST F1 HM PT C4/A-536 B4/A-536 B4/A-538 53.0
1005 G 3'-0" 7'-0" 1 3/4" WD ST F1 HM PT C4/A-536 B4/A-536 B4/A-538 53.0
1006 F 3'-0" 7'-0" 1 3/4" WD ST S F1 HM PT C4/A-536 B4/A-536 D5/A-538 60.0
1007 F 3'-0" 7'-0" 1 3/4" WD ST F1 HM PT C4/A-536 B4/A-536 C5/A-538 56.0 5, 6
1008 F 3'-0" 7'-0" 1 3/4" WD ST F1 HM PT C4/A-536 B4/A-536 D5/A-538 29.0
1009 F 3'-0" 7'-0" 1 3/4" WD ST S F1 HM PT C4/A-536 B4/A-536 C5/A-538 59.0 6
1010A F 3'-0" 7'-0" 1 3/4" WD ST S F1 HM PT C4/A-536 B4/A-536 D5/A-538 35.0 9
1010B G 6'-0" 7'-0" 1 3/4" WD ST F1 HM PT C4/A-536 B4/A-536 D5/A-538 36.0 ONE-WAY GLAZING
1011A S 6'-0" 7'-0" 1 3/4" WD ST 45 MIN F1 HM PT C4/A-536 B4/A-536 C4/A-538 20.0 3
1011B F 3'-0" 7'-0" 1 3/4" WD ST 45 MIN F1 HM PT C4/A-536 B4/A-536 C4/A-538 17.0
1012 F 3'-6" 7'-0" 1 3/4" WD ST 90 MIN 45 F1 HM PT C4/A-536 B4/A-536 C4/A-538 65.1
1013 F 8'-0" 8'-0" 1 3/4" HM PT F4 HM PT C4/A-535 A4/A-535 C1/A-538 73.0 3, 4, 7
1014 F 6'-0" 7'-0" 1 3/4" WD ST S F1 HM PT C4/A-536 B4/A-536 D5/A-538 38.0 3
1016 F 3'-0" 7'-0" 1 3/4" WD ST S F5 HM PT C4/A-536 B4/A-536 D5/A-538 33.0 9
1018 F 3'-0" 7'-0" 1 3/4" WD ST S F5 HM PT C4/A-536 B4/A-536 D5/A-538 31.0 9
1020 G 3'-0" 7'-0" 1 3/4" WD ST F1 HM PT C4/A-536 B4/A-536 D5/A-538 29.0
1021 G 3'-0" 7'-0" 1 3/4" WD ST F1 HM PT C4/A-536 B4/A-536 D5/A-538 53.0
1022 G 3'-0" 7'-0" 1 3/4" WD ST F1 HM PT C4/A-536 B4/A-536 D5/A-538 33.0
1023 G 3'-0" 7'-0" 1 3/4" WD ST F1 HM PT C4/A-536 B4/A-536 D5/A-538 53.0
1024 G 3'-0" 7'-0" 1 3/4" WD ST F1 HM PT C4/A-536 B4/A-536 D5/A-538 60.0 6
1025 G 3'-0" 7'-0" 1 3/4" WD ST F1 HM PT C4/A-536 B4/A-536 D5/A-538 53.0
1026 N 3'-0" 7'-0" 1 3/4" WD ST S F1 HM PT C4/A-536 B4/A-536 B4/A-538 31.0 9
1100A F 3'-0" 7'-0" 1 3/4" WD ST S IS6 HM PT B3/A-537 B3/A-536 D5/A-538 28.0 9
1100B F 3'-0" 7'-0" 1 3/4" WD ST S IS6 HM PT B3/A-537 B3/A-536 D5/A-538 28.0 9
1100C F 3'-0" 7'-0" 1 3/4" WD ST S IS6 HM PT B3/A-537 B3/A-536 D5/A-538 28.0 9
1100D F 3'-0" 7'-0" 1 3/4" WD ST S IS6 HM PT B3/A-537 B3/A-536 D5/A-538 28.0 9
1100E FG 3'-0" 7'-0" 1 3/4" AL HPOC 2CW9 AL HPOC A3/A-537 C1/A-535 A4/A-538 1.0 2, 7
1101 FG 3'-0" 9'-0" 1 3/4" AL HPOC 45 F1 AL HPOC C3/A-536 A2/A-502 B4/A-538 15.0
1102 FG 3'-0" 9'-0" 1 3/4" AL HPOC 45 F1 AL HPOC C3/A-536 A2/A-502 B4/A-538 15.0
1103 FG 3'-0" 9'-0" 1 3/4" AL HPOC 45 F1 AL HPOC C3/A-536 A2/A-502 B4/A-538 15.0
1104 FG 3'-0" 9'-0" 1 3/4" AL HPOC 45 F1 AL HPOC C3/A-536 A2/A-502 B4/A-538 15.0
1105 F 3'-0" 7'-0" 1 3/4" WD ST IS8 HM PT A3/A-537 A2/A-537 B4/A-538 34.0
1107 FG 3'-0" 7'-0" 1 3/4" AL HPOC IS5 AL HPOC A3/A-537 B3/A-536 B4/A-538 32.0
1108 FG 3'-0" 7'-0" 1 3/4" AL HPOC IS2 AL HPOC A3/A-537 B3/A-536 B4/A-538 32.0
1109 F 3'-0" 7'-0" 1 3/4" WD ST F1 HM PT C4/A-536 B4/A-536 C5/A-538 58.0
1110 F 3'-0" 7'-0" 1 3/4" WD ST F1 HM PT C4/A-536 B4/A-536 C5/A-538 58.0
1111 F 3'-0" 7'-0" 1 3/4" WD ST S F1 HM PT C4/A-536 B4/A-536 C4/A-538 48.0 2
1112 F 3'-0" 7'-0" 1 3/4" WD ST S F1 HM PT C4/A-536 B4/A-536 C4/A-538 65.0
1200A F 3'-0" 7'-0" 1 3/4" WD ST S IS6 HM PT B3/A-537 B3/A-536 D5/A-538 28.0 9
1200B F 3'-0" 7'-0" 1 3/4" WD ST S IS6 HM PT B3/A-537 B3/A-536 D5/A-538 28.0 9
1200C F 3'-0" 7'-0" 1 3/4" WD ST S IS6 HM PT B3/A-537 B3/A-536 D5/A-538 28.0 9
1200D F 3'-0" 7'-0" 1 3/4" WD ST S IS6 HM PT B3/A-537 B3/A-536 D5/A-538 28.0 9
1200E FG 3'-0" 7'-0" 1 3/4" AL HPOC 3CW9 AL HPOC A3/A-537 C1/A-535 A4/A-538 1.0 2, 7
1201 FG 3'-0" 9'-0" 1 3/4" AL HPOC F1 AL HPOC C3/A-536 A2/A-502 B4/A-538 15.0
1202 FG 3'-0" 9'-0" 1 3/4" AL HPOC F1 AL HPOC C3/A-536 A2/A-502 B4/A-538 15.0
1203 FG 3'-0" 9'-0" 1 3/4" AL HPOC F1 AL HPOC C3/A-536 A2/A-502 B4/A-538 15.0
1204 FG 3'-0" 9'-0" 1 3/4" AL HPOC F1 AL HPOC C3/A-536 A2/A-502 B4/A-538 15.0
1205 FG 3'-0" 7'-0" 1 3/4" WD ST 1S8 HM PT A3/A-537 A2/A-537 D5/A-538 34.0
1207 FG 3'-0" 7'-0" 1 3/4" AL HPOC IS5 AL HPOC A3/A-537 B3/A-536 B4/A-538 32.0
1208 FG 3'-0" 7'-0" 1 3/4" AL HPOC IS2 AL HPOC A3/A-537 B3/A-536 B4/A-538 32.0
1209 F 3'-0" 7'-0" 1 3/4" WD ST F1 HM PT C4/A-536 B4/A-536 C5/A-538 58.0
1210 F 3'-0" 7'-0" 1 3/4" WD ST F1 HM PT C4/A-536 B4/A-536 C5/A-538 58.0

NOTE:  REFER TO A-601
FOR DOOR COMMENT
DESCRIPTIONS.
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 1 1/2" = 1'-0"A-502

C1 INSIDE - OUTSIDE CORNER
 1 1/2" = 1'-0"A-502

C3

TYPICAL COLUMN WRAP
IN CLASSROOM

 1 1/2" = 1'-0"A-502

C4 WALL JOINT DETAIL AT STAIR

 1 1/2" = 1'-0"A-502

A1

 PIPE HANDRAIL RETURN TO
CURTAINWALL GUARDRAIL

 1 1/2" = 1'-0"A-502

A3

PIPE HANDRAIL RETURN
AT COLUMN WRAP

 1 1/2" = 1'-0"A-502

A4 TYPICAL INT. COLUMN WRAP

 3" = 1'-0"A-502

B3 TYP. ICF WALL DETAIL 1
 3" = 1'-0"A-502

B4 TYP. ICF WALL DETAIL 2
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A1 CTE LAB ENLARGED PLAN

 1/4" = 1'-0"A-418
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A1 TYPICAL CLASSROOM LAYOUT - PART A

NOTE:
TV MONITORS ARE GFGI.  ALL BLOCKING AND
MOUNTING BRACKETS ARE CFCI.

1 11
2

S
Y
M

S
Y
M

S
Y
M

S
Y
M

D
E
S
C
R
IP
T
IO
N

D
E
S
C
R
IP
T
IO
N

D
E
S
C
R
IP
T
IO
N

D
E
S
C
R
IP
T
IO
N

D
A
T
E

D
A
T
E

D
A
T
E

D
A
T
E

A
P
P
R

A
P
P
R

A
P
P
R

A
P
P
R

11 11
A
M
E
N
D
M
E
N
T
 
4

A
M
E
N
D
M
E
N
T
 
4

A
M
E
N
D
M
E
N
T
 
4

A
M
E
N
D
M
E
N
T
 
4

1
0
.2
7
.1
4

1
0
.2
7
.1
4

1
0
.2
7
.1
4

1
0
.2
7
.1
4



LIMS - CHANGING
2311

A-403

B2

A3

A2

26

M

N

P

23 02

02S

23111'-0 5/8"
8'-2 7/8"

8'
-6

 1
/8

"
8'

-8
 7

/8
"

23

02S

03
W1

LIMS -
TLT/SHOWER

2312

PTDWR

MG

SD

GB-36

GB-42

GB-18

TT
SND

CH

TB

EHD

01

01

F2

5'-11 1/4"

03S

3'-10 1/8"

24" HC BAR

FOLD-UP
WALL MOUNTED
SHOWER SEAT

2'
-9

 7
/8

"

CLR
5'-0"

2'
-6

"

2'-3"

SHOWER HEAD

CHANGING
TABLE - GFGI

ROLL-IN
SHOWER

STAFF TLT
2010

STAFF TLT
2011

A-400

A5
Sim

14 15

L

6'
-1

1 
7/

8"
1'

-7
"

6'
-8

 1
/4

"

8'-11 3/8"

02S

02S

02S

F2S

02S

2010

2011

1'-6" 2'-4 3/8"

JAN
2009

10'-1 1/8" 8'-11 3/8"

4'-4 7/8"

6'
-9

 3
/4

"
1'

-7
 1

/2
"

20
09

SHU SHU

MOP

SD

TT

GB-42

GB-18

GB-36

SD
SH

MG

CH

PTDWR

SD

SH

MG

PTDWR

GB-42

GB-18
TT

GB-36

CH

SND

SND

EHD

02S

02S

03S

02S

02S

F2

02S

A-403

C2RECYCLE AREA
1516

26 27

A

B

5'
-0

"

18'-5"

02

02

02S

02S

TRASH CAN BELOW; CFCI
RUBBERMAID 2643 BRUTE

TRASH GROMMET;
CFCI MOCKETT
TM12
SSM-1

A.5

MG

SD
PTDWR

EHD

CTW-2

CTW-1

PTB-2

PTDWR

GB-18

SND

TT

TB

CTW-2

CTW-1

PBT-2

GB-42

CTW-2

CTW-1

PTB-2

1'
-6

"

36
" M

AX
33

" M
IN

2'
-1

0"

1'-6" 2'-6" 2'-6" 2'-6" 2'-6" 2'-6" 2'-6" 1'-6"
18'-0 1/8"

PLM-1

SSM-1

TRASH CAN
BEYOND; CFCI.
RUBBERMAID 2643
BRUTE.

A1

A-261

TYP.

PROVIDE FILLER
PANELS AS
REQUIRED, TYP.

CTW-6

CTW-2

CTW-1

SIGNAGE

CTW-4

PROVIDE
LOCK ON END

CABINETS

4"

CTW-1

A-400 A5

S
im

A-403 D2

D3
COPY

1004
MAIL

1008

SMSS
1005

PRINCIPAL'S
OFFICE

1003

CLERICAL WORK
AREA

1001

REC/WAIT AREA
1000

CONFERENCE
ROOM

1002

RECORDS
1006

STAFF TLT
1007

STAFF TLT
1009

CIRCULATION
C1B

5

F

A-403

B3

A-403

C3

A-403 A4

B4

A-403 D4

18

W1
02S 02

02S 02S

02

02

02

02 02

02S

02S

02

02

02

02

02

02S
02S

42" HIGH
PARTITION
W/ GATE

18'-0 1/8"

10'-3 1/8" 5'-7" 10'-0" 9'-10"

5'-7"

15'-10 1/8" 19'-10"

8'
-1

 7
/8

"
11

'-0
"

20
'-9

"

5'
-6

"
10

'-6
 5

/8
"

27
'-8

 3
/8

"

10
06

10
07

1009

1C2B1005

10
08

1003

1000C

10
02

A

1000B

10
00

A

10
02

B

IS2

IS2

IS3

02

A-401

C1

A-501

A4

CH1

CH1

PTD SD

WRF

02S

02S

02

02S

45 MIN
FIRERATED

45 MIN
FIRERATED

10
'-0

"
10

'-4
 1

/4
"

8'
-0

"
6'

-0
"

8'
-0

"
9'

-1
"

EJ

KEY CABINET

1.8

G.9

4'
-0

 5
/8

"

13'-11 3/4"

C4

A-302

2'
-6

"
1'

-8
"

2'
-1

0"

4'-0" 2'-0" 1'-5" 2'-1"

U/C
REF
GFGI

7'
-0

"

SSM-1

PLM-1

A3

A-261

MICRO.
GFGI

SD

4'-0" 4'-0"

2'-3 5/8" 4'-0"

2'
-6

"
1'

-8
"

2'
-1

0"

7'
-0

"

PLM-1

SSM-1

COPIER,
GFGI

A4

A-261

U/C
REF.
GFGI

MICRO. GFGI

SSM-2

WDW-1

13'-11 1/8"

13'-9 3/4"

5" 9"
2"

2'
-4

"3'
-8

"

1/16" 'V' GROOVE
REVEAL

5" H x 1" DEEP
STAINLESS STEEL

FINISHED 3-D
LETTERING

B1

A-261

*TV & LAMPS GFGI

B1

A-261

2'
-6

" 3'
-8

"
4'-4 1/4" 1'-5"

SSM-2

WDW-1

*LAMP, GFGI

3'
-6

"
2'

-6
"

1'-5" 1'-7 3/4"
SSM-2

WDW-1

WDW-1

SSM-2

*LAMP & FILE,
GFGI

3'
-8

"
2'

-6
"

13'-11 1/8"

2'-2"11'-9 1/8"

SSM-2

WDW-1TACKABLE SURFACE

*TV, CHAIRS, FILES
& LAMPS, GFGI

4'-0" 4'-0" 2'-0"

4'-0" 4'-0" 2'-0"
1 3/4"

2'
-1

0"
1'

-8
"

2'
-6

"

7'
-0

"

PLM-1

SSM-1

A4

A-261

PLM-1

FILLER
PANEL,
TYP.

0' 8' 16' 32' 64'

1/16" = 1'-0"

1111 2222 3333 4444 5555

DDDD

CCCC

BBBB

AAAA

DDDD

CCCC

BBBB

AAAA

SCALE:

CONSTR. CONTR. NO.

SHEET          OF

NAVFAC DRAWING NO.

DESDESDESDES DRW

SEAL

N
A

V
A

L
 F

A
C

IL
IT

IE
S

 E
N

G
IN

E
E

R
IN

G
 C

O
M

M
A

N
D

D
E

P
A

R
T

M
E

N
T

 O
F

 T
H

E
 N

A
V

Y

PROJECT MANAGER

IPT TECH. BRANCH HEAD

CHIEF ENG/ARCH (CORE)

EPROJECT NO.:

N
A

V
A

L
 F

A
C

IL
IT

IE
S

 E
N

G
IN

E
E

R
IN

G
 C

O
M

M
A

N
D

-S
O

U
T

H
E

A
S

T
IP

T
 S

O
U

T
H

 C
E

N
T

R
A

L
N

A
S

 J
A

C
K

S
O

N
V

IL
L

E

1295855

660

M
A

R
IN

E
 C

O
R

P
S

 A
IR

 S
T

A
T

IO
N

B
E

A
U

F
O

R
T

, 
S

C

LS3P ASSOCIATES LTD.LS3P ASSOCIATES LTD.LS3P ASSOCIATES LTD.LS3P ASSOCIATES LTD.
227 WEST TRADE ST., STE 700227 WEST TRADE ST., STE 700227 WEST TRADE ST., STE 700227 WEST TRADE ST., STE 700
CHARLOTTE, NC 28202CHARLOTTE, NC 28202CHARLOTTE, NC 28202CHARLOTTE, NC 28202

A/E INFO

SATISFACTORY TO DATE

FOR COMMANDER NAVFAC/B.L.T.L.

APPROVED

ACTIVITY

CHK

CARL CRAFT

C
:\
U
s
e
rs
\
g
o
ra
n
p
o
g
a
rc
ic
\
D
o
c
u
m
e
n
ts
\
B
o
ld
e
n
-
2
0
1
4
_
g
o
ra
n
p
o
g
a
rc
ic
.r
vt

C
:\
U
s
e
rs
\
g
o
ra
n
p
o
g
a
rc
ic
\
D
o
c
u
m
e
n
ts
\
B
o
ld
e
n
-
2
0
1
4
_
g
o
ra
n
p
o
g
a
rc
ic
.r
vt

C
:\
U
s
e
rs
\
g
o
ra
n
p
o
g
a
rc
ic
\
D
o
c
u
m
e
n
ts
\
B
o
ld
e
n
-
2
0
1
4
_
g
o
ra
n
p
o
g
a
rc
ic
.r
vt

C
:\
U
s
e
rs
\
g
o
ra
n
p
o
g
a
rc
ic
\
D
o
c
u
m
e
n
ts
\
B
o
ld
e
n
-
2
0
1
4
_
g
o
ra
n
p
o
g
a
rc
ic
.r
vt

1
0
/
2
7
/
2
0
1
4
 
2
:5
9
:4
5
 
P
M

1
0
/
2
7
/
2
0
1
4
 
2
:5
9
:4
5
 
P
M

1
0
/
2
7
/
2
0
1
4
 
2
:5
9
:4
5
 
P
M

1
0
/
2
7
/
2
0
1
4
 
2
:5
9
:4
5
 
P
M

 1/4" = 1'-0"

A-403A-403A-403A-403

R
E

P
L
A

C
E

 B
O

L
D

E
N

 E
L
E

M
E

N
T

A
R

Y
 /

 M
ID

D
L
E

 S
C

H
O

O
L

E
N
LA
R
G
E
D
 
P
LA
N
S
 
&
 
E
LE
V
A
TI
O
N
S

E
N
LA
R
G
E
D
 
P
LA
N
S
 
&
 
E
LE
V
A
TI
O
N
S

E
N
LA
R
G
E
D
 
P
LA
N
S
 
&
 
E
LE
V
A
TI
O
N
S

E
N
LA
R
G
E
D
 
P
LA
N
S
 
&
 
E
LE
V
A
TI
O
N
S

CGI GP DSR

--

AMENDMENT 4 - 27 OCTOBER 2014
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278

PW#23321

 1/4" = 1'-0"A-403

A1 LIMS TLT #2311

 1/4" = 1'-0"A-403

D1 STAFF TLT #2009-11

 1/4" = 1'-0"A-403

C1 ENLARGED RECYCLE AREA

 1/4" = 1'-0"A-403

B2 INT. ELEV. 2311-1

 1/4" = 1'-0"A-403

A3 INT. ELEV. 2311-2
 1/4" = 1'-0"A-403

A2 INT. ELEV. 2311-3

 1/4" = 1'-0"A-403

C2 INT ELEV RECYCLE AREA

 1/4" = 1'-0"A-403

A5 ENLARGED ADMIN AREA

 1/4" = 1'-0"A-403

D3 INT. ELEV. C1B-2
 1/4" = 1'-0"A-403

D2 INT. ELEV. C1B-1

 1/4" = 1'-0"A-403

B3 INT. ELEV. 1001-1

 1/4" = 1'-0"A-403

A4 INT. ELEV 1001-2

 1/4" = 1'-0"A-403

B4 INT. ELEV 1001-3

 1/4" = 1'-0"A-403

C3 INT. ELEV 1001-4

 1/4" = 1'-0"A-403

D4 INT. ELEV 1008

NOTE:
TV MONITORS ARE GFGI.  ALL BLOCKING AND
MOUNTING BRACKETS ARE CFCI.
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 1/8" = 1'-0"A-133

A1 SECOND FLOOR REFLECTED CEILING PLAN - AREA C

CEILING SYMBOLS:

1

1

1

2

S
Y
M

S
Y
M

S
Y
M

S
Y
M

D
E
S
C
R
IP
T
IO
N

D
E
S
C
R
IP
T
IO
N

D
E
S
C
R
IP
T
IO
N

D
E
S
C
R
IP
T
IO
N

D
A
T
E

D
A
T
E

D
A
T
E

D
A
T
E

A
P
P
R

A
P
P
R

A
P
P
R

A
P
P
R

11 11
A
M
E
N
D
M
E
N
T
 
4

A
M
E
N
D
M
E
N
T
 
4

A
M
E
N
D
M
E
N
T
 
4

A
M
E
N
D
M
E
N
T
 
4

1
0
.2
7
.1
4

1
0
.2
7
.1
4

1
0
.2
7
.1
4

1
0
.2
7
.1
4

1
3



WAPWAP

OS OS

OS OS

OS OS

OS OS

OS OS

OS

OS OS

WAPWAP

WAP

WAP WAP

WAP

WAP

SS

SS

S
S

SS

S

S

S
L S

L

S
L

S
L

IS

IS IS

IS

IS IS IS

IS

IS
IS

IS

IS

IS

IS

IS

IS

OS OS

PS

PS

PS

PS

PS

S
L

S
L

OS OSOS

OS

OS

S
B

-V

IS

L

PS

OS

WS

WS

WS

WS

WS

WS

ELEC
2111

A.F.F.10'-0"A.F.F.10'-0"

GIRLS
2209

6TH-8TH
2203

6TH-8TH
2201

LEARNING HUB
2200

6TH-8TH
2202

6TH-8TH
2204

STAFF
COLLABORATION

2205

BREAK
2206

CIRCULATION
C2200A

CIRCULATION
C2200B

GROUP LEARNING
2207

BOYS
2210

TR
2211

A1

A-302

B1

A-301

A.F.F.9'-0"

B1

G-110

/
A1

A-
13

1

/
A1

A-
13

3

C4

A-422

A.F.F.10'-0"

A.F.F.10'-0"

A.F.F.10'-0"

A.F.F.10'-0"

A.F.F.10'-0"
A.F.F.10'-0"

TR
2112

A.F.F.9'-0"
A.F.F.9'-0"

ELEC
2118

MECH
2313

EXP

EXP

EXP

EXPEXP

A.F.F.9'-2" A.F.F.9'-2"

A.F.F.10'-0"

A.F.F.10'-0"
CIRCULATION

C21

30'-5 1/4"

3'-0 3/8"

3'-0 1/2"
19'-0 1/4" 3'-0 1/2"3'-0 3/8" 30'-5 1/4"

21
'-1

0 
1/

8"
4'

-4
"

21
'-1

1 
1/

8"

21
'-1

0 
1/

8"
4'

-4
"

21
'-1

0 
1/

8"

DCP-3

A1

A-303

A.F.F.13'-0"
AS MEASURED FROM
SECOND FLOOR

C3

A-520

TYP.

C1

A-521

TYP.

B3

A-521

TYP.

C2

A-521

TYP.

C2

A-521

TYP.

A.F.F.9'-10"
A.F.F.9'-10"

B2

A-521

TYP.
C2

A-521

TYP.

A.F.F.9'-10"

A3

A-521

TYP.
B2

A-521

TYP.

OPERABLE
PARTITION TRACK
(TYP.)

CJ

CJ

CJ

CJ

CJ

CJ

HP: 10'-4" A.F.F.

LP: 9'-0" A.F.F.

EXP

EXP

EXP

2' x 2' ACT CEILING

GYP. BD. CEILING

EXPOSED STRUCTURE - PAINTEDEXP

1. SEE FINISH LEGEND AND SCHEDULE (I-600 THROUGH I-602) FOR CEILING TYPES
AND SPECIFICATIONS
2. REFER TO VOL 3 FOR SPECIFIC DISCIPLINE LEGENDS.

NOTES:

EXTERIOR GRADE ALUMINUM
PERFORATED VENTED CEILING

A B C

D E

F
G

PLAN NORTH

0' 4' 8' 16' 32'

1/8"=1'-0"

1111 2222 3333 4444 5555

DDDD

CCCC

BBBB

AAAA

DDDD

CCCC

BBBB

AAAA

SCALE:

CONSTR. CONTR. NO.

SHEET          OF

NAVFAC DRAWING NO.

DESDESDESDES DRW

SEAL

N
A

V
A

L
 F

A
C

IL
IT

IE
S

 E
N

G
IN

E
E

R
IN

G
 C

O
M

M
A

N
D

D
E

P
A

R
T

M
E

N
T

 O
F

 T
H

E
 N

A
V

Y

PROJECT MANAGER

IPT TECH. BRANCH HEAD

CHIEF ENG/ARCH (CORE)

EPROJECT NO.:

N
A

V
A

L
 F

A
C

IL
IT

IE
S

 E
N

G
IN

E
E

R
IN

G
 C

O
M

M
A

N
D

-S
O

U
T

H
E

A
S

T
IP

T
 S

O
U

T
H

 C
E

N
T

R
A

L
N

A
S

 J
A

C
K

S
O

N
V

IL
L

E

1295855

660

M
A

R
IN

E
 C

O
R

P
S

 A
IR

 S
T

A
T

IO
N

B
E

A
U

F
O

R
T

, 
S

C

LS3P ASSOCIATES LTD.LS3P ASSOCIATES LTD.LS3P ASSOCIATES LTD.LS3P ASSOCIATES LTD.
227 WEST TRADE ST., STE 700227 WEST TRADE ST., STE 700227 WEST TRADE ST., STE 700227 WEST TRADE ST., STE 700
CHARLOTTE, NC 28202CHARLOTTE, NC 28202CHARLOTTE, NC 28202CHARLOTTE, NC 28202

A/E INFO

SATISFACTORY TO DATE

FOR COMMANDER NAVFAC/B.L.T.L.

APPROVED

ACTIVITY

CHK

KEY PLAN:

CARL CRAFT

C
:\
U
s
e
rs
\
g
o
ra
n
p
o
g
a
rc
ic
\
D
o
c
u
m
e
n
ts
\
B
o
ld
e
n
-
2
0
1
4
_
g
o
ra
n
p
o
g
a
rc
ic
.r
vt

C
:\
U
s
e
rs
\
g
o
ra
n
p
o
g
a
rc
ic
\
D
o
c
u
m
e
n
ts
\
B
o
ld
e
n
-
2
0
1
4
_
g
o
ra
n
p
o
g
a
rc
ic
.r
vt

C
:\
U
s
e
rs
\
g
o
ra
n
p
o
g
a
rc
ic
\
D
o
c
u
m
e
n
ts
\
B
o
ld
e
n
-
2
0
1
4
_
g
o
ra
n
p
o
g
a
rc
ic
.r
vt

C
:\
U
s
e
rs
\
g
o
ra
n
p
o
g
a
rc
ic
\
D
o
c
u
m
e
n
ts
\
B
o
ld
e
n
-
2
0
1
4
_
g
o
ra
n
p
o
g
a
rc
ic
.r
vt

1
1
/
0
5
/
2
0
1
4
 
1
:2
7
:3
1
 
P
M

1
1
/
0
5
/
2
0
1
4
 
1
:2
7
:3
1
 
P
M

1
1
/
0
5
/
2
0
1
4
 
1
:2
7
:3
1
 
P
M

1
1
/
0
5
/
2
0
1
4
 
1
:2
7
:3
1
 
P
M

 1/8" = 1'-0"

A-132A-132A-132A-132

R
E

P
L
A

C
E

 B
O

L
D

E
N

 E
L
E

M
E

N
T

A
R

Y
 /

 M
ID

D
L
E

 S
C

H
O

O
L

S
E
C
O
N
D
 
F
LO
O
R
 
R
E
F
LE
C
TE
D
 
C
E
IL
IN
G
 
P
LA
N
 
-
 
A
R
E
A
 
B

S
E
C
O
N
D
 
F
LO
O
R
 
R
E
F
LE
C
TE
D
 
C
E
IL
IN
G
 
P
LA
N
 
-
 
A
R
E
A
 
B

S
E
C
O
N
D
 
F
LO
O
R
 
R
E
F
LE
C
TE
D
 
C
E
IL
IN
G
 
P
LA
N
 
-
 
A
R
E
A
 
B

S
E
C
O
N
D
 
F
LO
O
R
 
R
E
F
LE
C
TE
D
 
C
E
IL
IN
G
 
P
LA
N
 
-
 
A
R
E
A
 
B

CGI GP DSR

--

AMENDMENT 4 - 27 OCTOBER 2014

15085733

250

PW#23293

 1/8" = 1'-0"A-132

A1 SECOND FLOOR REFLECTED CEILING PLAN - AREA B

CEILING SYMBOLS:

1

1

1

2

S
Y
M

S
Y
M

S
Y
M

S
Y
M

D
E
S
C
R
IP
T
IO
N

D
E
S
C
R
IP
T
IO
N

D
E
S
C
R
IP
T
IO
N

D
E
S
C
R
IP
T
IO
N

D
A
T
E

D
A
T
E

D
A
T
E

D
A
T
E

A
P
P
R

A
P
P
R

A
P
P
R

A
P
P
R

11 11
A
M
E
N
D
M
E
N
T
 
4

A
M
E
N
D
M
E
N
T
 
4

A
M
E
N
D
M
E
N
T
 
4

A
M
E
N
D
M
E
N
T
 
4

1
0
.2
7
.1
4

1
0
.2
7
.1
4

1
0
.2
7
.1
4

1
0
.2
7
.1
4



WAP

OS OS

OSOS

OS OS

WS

WS

WS

WS

WS

WS

OS

OS

OS OS

S
B

-V

WAPWAP

WAP WAP

WAP

WAP

S
2

SS

SS

SS

SS

S

S

S
L

S
L

S
L

S
L

S
L

S
L

IS

IS

IS

IS
IS

IS

IS

IS

IS

IS IS IS

IS

IS

IS

OS OS

PS

OS

OS

OSOS

IS

WAP

PS
PS

PS PS

PS

OS

OS

A.F.F.10'-0"

A.F.F.10'-0"

A.F.F.9'-0"A.F.F.9'-0"

STAFF
COLLABORATION

2105

6TH-8TH
2103

6TH-8TH
2101

LEARNING HUB
2100

6TH-8TH
2104

GIRLS
2109

CIRCULATION
C2100B

ONE TO ONE
2108

GROUP LEARNING
2107

BOYS
2110

A4

A-351

A.F.F.10'-0"

B3

A-302

A1

A-301

A.F.F.9'-0"

/
A1

A-
13

2

/C1 A-134

A2

A-356

A4

A-352

A.F.F.10'-0"

A.F.F.10'-0"

A.F.F.10'-0"

A.F.F.10'-0"

6TH-8TH
2102

A.F.F.10'-0"

CIRCULATION
C20

A.F.F.9'-2" A.F.F.9'-2" A.F.F.9'-2"

STAIR
S2

21
'-1

0 
1/

8"
4'

-4
"

21
'-1

0 
1/

8"

21
'-1

0 
1/

8"
4'

-4
"

21
'-1

0 
1/

8"

30'-5 1/4"

3'-0 3/8"

3'-0 1/2"

19'-0 1/4" 3'-0 1/2"3'-0 3/8" 30'-5 1/4"

DCP-3

A1

A-303

C3

A-520

TYP.

C1

A-521

TYP.

B3

A-521

TYP.

C2

A-521

TYP.

A3

A-356

48"X72"
ACCESS
PANEL

48"X72"
ACCESS
PANEL

OPERABLE
PARTITION
TRACK (TYP.)

CJ

CJ

CJ

CJ

CJ

CJ

HP: 10'-4" A.F.F.

LP: 9'-0" A.F.F.

EXP

EXP

EXP

8"

10
'-1

1"

8"

5'
-2

 1
/2

"

2' x 2' ACT CEILING

GYP. BD. CEILING

EXPOSED STRUCTURE - PAINTEDEXP

1. SEE FINISH LEGEND AND SCHEDULE (I-600 THROUGH I-602) FOR CEILING TYPES
AND SPECIFICATIONS
2. REFER TO VOL 3 FOR SPECIFIC DISCIPLINE LEGENDS.

NOTES:

EXTERIOR GRADE ALUMINUM
PERFORATED VENTED CEILING

A B C

D E

F
G

PLAN NORTH

0' 4' 8' 16' 32'

1/8"=1'-0"

1111 2222 3333 4444 5555

DDDD

CCCC

BBBB

AAAA

DDDD

CCCC

BBBB

AAAA

SCALE:

CONSTR. CONTR. NO.

SHEET          OF

NAVFAC DRAWING NO.

DESDESDESDES DRW

SEAL

N
A

V
A

L
 F

A
C

IL
IT

IE
S

 E
N

G
IN

E
E

R
IN

G
 C

O
M

M
A

N
D

D
E

P
A

R
T

M
E

N
T

 O
F

 T
H

E
 N

A
V

Y

PROJECT MANAGER

IPT TECH. BRANCH HEAD

CHIEF ENG/ARCH (CORE)

EPROJECT NO.:

N
A

V
A

L
 F

A
C

IL
IT

IE
S

 E
N

G
IN

E
E

R
IN

G
 C

O
M

M
A

N
D

-S
O

U
T

H
E

A
S

T
IP

T
 S

O
U

T
H

 C
E

N
T

R
A

L
N

A
S

 J
A

C
K

S
O

N
V

IL
L

E

1295855

660

M
A

R
IN

E
 C

O
R

P
S

 A
IR

 S
T

A
T

IO
N

B
E

A
U

F
O

R
T

, 
S

C

LS3P ASSOCIATES LTD.LS3P ASSOCIATES LTD.LS3P ASSOCIATES LTD.LS3P ASSOCIATES LTD.
227 WEST TRADE ST., STE 700227 WEST TRADE ST., STE 700227 WEST TRADE ST., STE 700227 WEST TRADE ST., STE 700
CHARLOTTE, NC 28202CHARLOTTE, NC 28202CHARLOTTE, NC 28202CHARLOTTE, NC 28202

A/E INFO

SATISFACTORY TO DATE

FOR COMMANDER NAVFAC/B.L.T.L.

APPROVED

ACTIVITY

CHK

KEY PLAN:

CARL CRAFT

C
:\
U
s
e
rs
\
g
o
ra
n
p
o
g
a
rc
ic
\
D
o
c
u
m
e
n
ts
\
B
o
ld
e
n
-
2
0
1
4
_
g
o
ra
n
p
o
g
a
rc
ic
.r
vt

C
:\
U
s
e
rs
\
g
o
ra
n
p
o
g
a
rc
ic
\
D
o
c
u
m
e
n
ts
\
B
o
ld
e
n
-
2
0
1
4
_
g
o
ra
n
p
o
g
a
rc
ic
.r
vt

C
:\
U
s
e
rs
\
g
o
ra
n
p
o
g
a
rc
ic
\
D
o
c
u
m
e
n
ts
\
B
o
ld
e
n
-
2
0
1
4
_
g
o
ra
n
p
o
g
a
rc
ic
.r
vt

C
:\
U
s
e
rs
\
g
o
ra
n
p
o
g
a
rc
ic
\
D
o
c
u
m
e
n
ts
\
B
o
ld
e
n
-
2
0
1
4
_
g
o
ra
n
p
o
g
a
rc
ic
.r
vt

1
1
/
0
5
/
2
0
1
4
 
1
:2
7
:2
5
 
P
M

1
1
/
0
5
/
2
0
1
4
 
1
:2
7
:2
5
 
P
M

1
1
/
0
5
/
2
0
1
4
 
1
:2
7
:2
5
 
P
M

1
1
/
0
5
/
2
0
1
4
 
1
:2
7
:2
5
 
P
M

 1/8" = 1'-0"

A-131A-131A-131A-131

R
E

P
L
A

C
E

 B
O

L
D

E
N

 E
L
E

M
E

N
T

A
R

Y
 /

 M
ID

D
L
E

 S
C

H
O

O
L

S
E
C
O
N
D
 
F
LO
O
R
 
R
E
F
LE
C
TE
D
 
C
E
IL
IN
G
 
P
LA
N
 
-
 
A
R
E
A
 
A

S
E
C
O
N
D
 
F
LO
O
R
 
R
E
F
LE
C
TE
D
 
C
E
IL
IN
G
 
P
LA
N
 
-
 
A
R
E
A
 
A

S
E
C
O
N
D
 
F
LO
O
R
 
R
E
F
LE
C
TE
D
 
C
E
IL
IN
G
 
P
LA
N
 
-
 
A
R
E
A
 
A

S
E
C
O
N
D
 
F
LO
O
R
 
R
E
F
LE
C
TE
D
 
C
E
IL
IN
G
 
P
LA
N
 
-
 
A
R
E
A
 
A

CGI GP DSR

--

AMENDMENT 4 - 27 OCTOBER 2014

15085732

249

PW#23292

 1/8" = 1'-0"A-131

A1 SECOND FLOOR REFLECTED CEILING PLAN - AREA A
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GYPSUM BOARD

EXPOSED STRUCTURE -
PAINTED

REFER  TO VOL 3 FOR SPECIFIC  DISCIPLINE LEGEND

EXTERIOR GRADE ALUMINUM
PERFORATED VENTED CEILING

1. SEE SHEET A002 THROUGH A005 FOR WALL TYPES AND HEIGHT
OF WALLS ABOVE CEILING.

2. SEE FINISH SCHEDULE FOR CEILING TYPES & MATERIALS IN
EACH ROOM / AREA.

3. PERIMETER TRACK FOR ALL ACOUSTICAL CEILINGS GRIDS TO BE
2” WIDE INSTALLED IN ACCORDANCE WITH IBC AND CISCA
GUIDELINES.

4. DIMENSIONS ARE TO FACE OF STUD OR MASONRY.
5. CEILING GRIDS/TILES TO BE CENTERED IN ALL ROOMS UNLESS

NOTED OTHERWISE.  PARTIAL TILES AT ROOM PERIMETERS
SHALL NOT BE LESS THAN 6” IN EITHER DIMENSION.

6. CEILING HEIGHTS SHOWN ON THE REFLECTED CEILING PLANS
ARE NON-TYPICAL AND SPECIFIC TO THE AREA INDICATED.
REFER TO INTERIOR ELEVATIONS FOR THE HEIGHTS OF SOFFITS
ABOVE CASEWORK.

7. SEE ELECTRICAL, FIRE ALARM AND FIRE PROTECTION
DRAWINGS FOR SPECIAL SYSTEMS, SMOKE DETECTORS,
LIGHTING AND WALL MOUNTED FIXTURES NOT SHOWN ON THIS
SHEET.  COORDINATE LOCATIONS OF ALL FIXTURES NOT
INDICATED WITH LAYOUT INDICATED ON THIS SHEET.

8. LIGHT FIXTURES AND MECHANICAL DIFFUSERS ARE SHOWN FOR
POSITIONING IN FINISH CEILING SYSTEM.  COORDINATE WITH
MECHANICAL AND ELECTRICAL DRAWINGS FOR FIXTURE TYPES,
MECHANICAL DIFFUSERS, WALL MOUNTED FIXTURES AND
INSTALLATION OF FIXTURES IN SPACES WITHOUT CEILINGS.
(LIGHTING AND HVAC DIFFUSERS ARE SHOWN FOR
COORDINATION ONLY - SEE MECHANICAL AND ELECTRICAL
DRAWINGS FOR SPECIFIC INFORMATION).

9. SEE MECHANICAL FLOOR PLANS FOR EXTENT OF EXPOSED
DUCTWORK IN EXPOSED STRUCTURE AREAS WITHOUT
CEILINGS.

10. EXTEND PERIMETER WALLS AND FINISH TO STRUCTURE ABOVE
AT EXPOSED STRUCTURE AREAS. PAINT ALL EXPOSED
DUCTWORK, PIPING, HANGERS, ETC…

11. SEE MECHANICAL AND ELECTRICAL DRAWINGS FOR MOUNTING
LOCATIONS OF ITEMS WHERE NO CEILING IS INDICATED.

12. CENTER LIGHTS, DIFFUSERS, EXIT SIGNS SMOKE DETECTORS,
SPEAKERS, GENERAL ALARM SPEAKERS/STROBES & MISC
DEVICES IN CEILING TILES WHERE THEY ARE LOCATED.  ALIGN
MULTIPLE ITEM CENTER OR EDGES.

13. LOCATE MECHANICAL GRILLES AND DIFFUSERS SHOWN IN
CORNERS OR NEAR WALL TO 12” OFF WALLS, UNO.

14. INSTALL ACCESS PANELS IN GYPSUM BOARD CEILINGS AT DUCT
DAMPER CONTROLS, DUCT MOUNTED SMOKE DETECTORS,
MANUAL DUCT CONTROLS, ETC.

15. ALL SINGLE LIGHT FIXTURES SHALL BE CENTERED IN THE
CEILING WITHIN THEY OCCUR.

16. LIGHTS LOCATED IN STAIRS SHALL OCCUR AT EACH FLOOR AND
INTERMEDIATE LANDINGS.

17. LOCATE SPRINKLER HEADS IN THE CENTER ZONE OF THE
CEILING TILE.  ALIGN CORRIDOR SPRINKLER HEADS IN THE SAME
LINE PARALLEL TO THE WALL WITHIN EACH SPECIFIC CEILING
CONSTRUCTION.
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 1/16" = 1'-0"A-130
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2' x 2' ACT CEILING

GYP. BD. CEILING

EXPOSED STRUCTURE - PAINTEDEXP

1. SEE FINISH LEGEND AND SCHEDULE (I-600 THROUGH I-602) FOR CEILING TYPES
AND SPECIFICATIONS
2. REFER TO VOL 3 FOR SPECIFIC DISCIPLINE LEGENDS.
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CEILING SYMBOLS:
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2' x 2' ACT CEILING

GYP. BD. CEILING

EXPOSED STRUCTURE - PAINTEDEXP

1. SEE FINISH LEGEND AND SCHEDULE (I-600 THROUGH I-602) FOR CEILING TYPES
AND SPECIFICATIONS
2. REFER TO VOL 3 FOR SPECIFIC DISCIPLINE LEGENDS.
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2' x 2' ACT CEILING

GYP. BD. CEILING

EXPOSED STRUCTURE - PAINTEDEXP

1. SEE FINISH LEGEND AND SCHEDULE (I-600 THROUGH I-602) FOR CEILING TYPES
AND SPECIFICATIONS
2. REFER TO VOL 3 FOR SPECIFIC DISCIPLINE LEGENDS.

NOTES:

EXTERIOR GRADE ALUMINUM
PERFORATED VENTED CEILING
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A/E INFO

SATISFACTORY TO DATE

FOR COMMANDER NAVFAC/B.L.T.L.
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CEILING SYMBOLS:

 1/8" = 1'-0"A-121

A1 FIRST FLOOR REFLECTED CEILING PLAN - AREA A
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1. SEE SHEET A002 THROUGH A005 FOR WALL TYPES AND HEIGHT
OF WALLS ABOVE CEILING.

2. SEE FINISH SCHEDULE FOR CEILING TYPES & MATERIALS IN
EACH ROOM / AREA.

3. PERIMETER TRACK FOR ALL ACOUSTICAL CEILINGS GRIDS TO BE
2” WIDE INSTALLED IN ACCORDANCE WITH IBC AND CISCA
GUIDELINES.

4. DIMENSIONS ARE TO FACE OF STUD OR MASONRY.
5. CEILING GRIDS/TILES TO BE CENTERED IN ALL ROOMS UNLESS

NOTED OTHERWISE.  PARTIAL TILES AT ROOM PERIMETERS
SHALL NOT BE LESS THAN 6” IN EITHER DIMENSION.

6. CEILING HEIGHTS SHOWN ON THE REFLECTED CEILING PLANS
ARE NON-TYPICAL AND SPECIFIC TO THE AREA INDICATED.
REFER TO INTERIOR ELEVATIONS FOR THE HEIGHTS OF SOFFITS
ABOVE CASEWORK.

7. SEE ELECTRICAL, FIRE ALARM AND FIRE PROTECTION
DRAWINGS FOR SPECIAL SYSTEMS, SMOKE DETECTORS,
LIGHTING AND WALL MOUNTED FIXTURES NOT SHOWN ON THIS
SHEET.  COORDINATE LOCATIONS OF ALL FIXTURES NOT
INDICATED WITH LAYOUT INDICATED ON THIS SHEET.

8. LIGHT FIXTURES AND MECHANICAL DIFFUSERS ARE SHOWN FOR
POSITIONING IN FINISH CEILING SYSTEM.  COORDINATE WITH
MECHANICAL AND ELECTRICAL DRAWINGS FOR FIXTURE TYPES,
MECHANICAL DIFFUSERS, WALL MOUNTED FIXTURES AND
INSTALLATION OF FIXTURES IN SPACES WITHOUT CEILINGS.
(LIGHTING AND HVAC DIFFUSERS ARE SHOWN FOR
COORDINATION ONLY - SEE MECHANICAL AND ELECTRICAL
DRAWINGS FOR SPECIFIC INFORMATION).

9. SEE MECHANICAL FLOOR PLANS FOR EXTENT OF EXPOSED
DUCTWORK IN EXPOSED STRUCTURE AREAS WITHOUT
CEILINGS.

10. EXTEND PERIMETER WALLS AND FINISH TO STRUCTURE ABOVE
AT EXPOSED STRUCTURE AREAS. PAINT ALL EXPOSED
DUCTWORK, PIPING, HANGERS, ETC…

11. SEE MECHANICAL AND ELECTRICAL DRAWINGS FOR MOUNTING
LOCATIONS OF ITEMS WHERE NO CEILING IS INDICATED.

12. CENTER LIGHTS, DIFFUSERS, EXIT SIGNS SMOKE DETECTORS,
SPEAKERS, GENERAL ALARM SPEAKERS/STROBES & MISC
DEVICES IN CEILING TILES WHERE THEY ARE LOCATED.  ALIGN
MULTIPLE ITEM CENTER OR EDGES.

13. LOCATE MECHANICAL GRILLES AND DIFFUSERS SHOWN IN
CORNERS OR NEAR WALL TO 12” OFF WALLS, UNO.

14. INSTALL ACCESS PANELS IN GYPSUM BOARD CEILINGS AT DUCT
DAMPER CONTROLS, DUCT MOUNTED SMOKE DETECTORS,
MANUAL DUCT CONTROLS, ETC.

15. ALL SINGLE LIGHT FIXTURES SHALL BE CENTERED IN THE
CEILING WITHIN THEY OCCUR.

16. LIGHTS LOCATED IN STAIRS SHALL OCCUR AT EACH FLOOR AND
INTERMEDIATE LANDINGS.

17. LOCATE SPRINKLER HEADS IN THE CENTER ZONE OF THE
CEILING TILE.  ALIGN CORRIDOR SPRINKLER HEADS IN THE SAME
LINE PARALLEL TO THE WALL WITHIN EACH SPECIFIC CEILING
CONSTRUCTION.

RCP LEGEND

2x2 LAY-IN
CEILING PANEL

GYPSUM BOARD

EXPOSED STRUCTURE -
PAINTED

REFER  TO VOL 3 FOR SPECIFIC  DISCIPLINE LEGEND

EXTERIOR GRADE ALUMINUM
PERFORATED VENTED CEILING
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A/E INFO

SATISFACTORY TO DATE

FOR COMMANDER NAVFAC/B.L.T.L.
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 1/16" = 1'-0"A-120

A1 OVERALL FIRST FLOOR REFLECTED CEILING PLAN

GENERAL RCP NOTES:
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1. EXTERIOR DIMENSIONS INDICATED ARE TO OUTSIDE FACE OF
EPS INSULATION (AT  ICF WALLS).

2. INTERIOR DIMENSIONS INDICATED ARE TO FACE OF STUD,
FACE OF CMU, FACE OF EPS INSULATION (AT  ICF WALLS) OR
CENTERLINES OF COLUMNS, UNO.

3. LOCATE DOOR OPENINGS MIN 4” FROM NEAREST
PERPENDICULAR WALL.

4. FIRE AND SOUND RATED WALLS/PARTITIONS TO BE
CONSTRUCTED TIGHT TO STRUCTURE, PIPING, DUCTWORK
AND OTHER PENETRATIONS, AND ARE TO BE SEALED.  ALL
WORK IS TO BE BRACED TO STRUCTURE ABOVE.

5. WHERE PARTITIONS OF DIFFERENT FIRE RATINGS INTERSECT,
THE HIGHEST RATED PARTITION SHALL CONTINUE THROUGH.
MAINTAIN PARTITION FIRE RATING BEHIND RECESSED FIRE
EXTINGUISHER CABINETS, ACCESSORIES OR OTHER
RECESSED FEATURES.

6. INSTALL BLOCKING IN PARTITIONS FOR CASEWORK, WALL
MOUNTED EQUIPMENT, TRIM AND RELATED CONSTRUCTION.

7. PROVIDE BRACING AND BLOCKING FOR ALL OVERHEAD
MOUNTED EQUIPMENT WEIGHING EQUAL TO OR >31 POUNDS
TO RESIST FORCES OF 0.5 TIMES THE COMPONENT WEIGHT IN
ANY HORIZONTAL DIRECTION AND 1.5 TIMES THE COMPONENT
WEIGHT IN THE DOWNWARD DIRECTION; AND COMPLIES WITH
CODE SEISMIC REQUIREMENTS.

1.  ALL EXTERIOR WALLS TO BE   W1    U.N.O.

2.  ALL INTERIOR MASONRY PARTITIONS TO BE  M8    U.N.O.

3.  ALL INTERIOR METAL STUD PARTITIONS TO BE TYPE 02    U.N.O.

NON-RATED PARTITION TO CEILING

1 HR. RATED BARRIER TO DECK

2 HR. RATED FIRE WALL

NOTE:  SEE SHEET A-002 THRU A-005 FOR CONSTRUCTION OF
PARTITION TYPES.

SMOKE PARTITION TO DECK
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AMENDMENT 4 - 27 OCTOBER 2014

15085721

238

PW#23281

 1/8" = 1'-0"A-113

A3 SECOND FLOOR PLAN - AREA C

MOUNTING HEIGHTS NOTE:

GENERAL PLAN NOTES:

PARTITION LEGEND:

 1/8" = 1'-0"A-113

A1 CLERESTORY AT COMMONS

COMMONS

 1/8" = 1'-0"A-113

A2 SECOND FLOOR PLAN INSERT
PLAN CUT AT 22'-0" AFF

1. PLUMBING FIXTURES AND ACCESSORIES MOUNTING HEIGHT
IN GIRLS RESTROOM #2309 & BOYS RESTROOM #2310 ARE TO BE
IN ACCORDANCE WITH MIDDLE SCHOOL CRITERIA AND ADA
STANDARD

1
1

1
2

S
Y
M

S
Y
M

S
Y
M

S
Y
M

D
E
S
C
R
IP
T
IO
N

D
E
S
C
R
IP
T
IO
N

D
E
S
C
R
IP
T
IO
N

D
E
S
C
R
IP
T
IO
N

D
A
T
E

D
A
T
E

D
A
T
E

D
A
T
E

A
P
P
R

A
P
P
R

A
P
P
R

A
P
P
R

11 11
A
M
E
N
D
M
E
N
T
 
4

A
M
E
N
D
M
E
N
T
 
4

A
M
E
N
D
M
E
N
T
 
4

A
M
E
N
D
M
E
N
T
 
4

1
0
.2
7
.1
4

1
0
.2
7
.1
4

1
0
.2
7
.1
4

1
0
.2
7
.1
4

1
3



DN

TR
2211

STAIR
S2

TR
2112

6TH-8TH
2201

6TH-8TH
2203

6TH-8TH
2204

LEARNING HUB
2200

STAFF
COLLABORATION

2205

6TH-8TH
2202

ELEC
2111 GROUP LEARNING

2207 ONE TO ONE
2208

BREAK
2206

A1

A-302

B1

A-301

GIRLS
2209

CIRCULATION
C2200A

BOYS
2210

CIRCULATION
C2200B

5'-4 7/8"

14'-8" 35'-4" 44'-4"

25
'-2

"

64'-0 5/8"

2201

2204

2202

2210

22
07

22
08

2C20

CIRCULATION
C21

/
A1

A-
11

1

/
A3

A-
11

3

/C1 A-114

A-416

A1

A-417

A1 SIM

2'-11" 8'-0" 3'-9"

9"
6'-8" 8'-6" 24'-0" 4'-5"

5'-7" 4'-0" 10'-10" 12'-0" 2'-11"

25
'-2

"
8'

-7
 1

/2
"

12
'-0

"
28

'-0
"

3'
-7

"
4'

-0
"

7'
-2

"
4'

-0
"

6'
-5

"

25
'-2

"

16
'-0

"
30

'-6
"

ELEC
2118

MECH
2313

17
'-4

"
10

'-0
"

25
'-1

 1
/8

"
48

'-6
"

17
'-4

"
10

'-0
"

1'
-3

"

9'
-8

"

1'
-3

"

10
'-1

1 
1/

8"
9'

-9
 1

/8
"

7'
-1

1"

10
'-1

1 
3/

4"

1'
-3

"

3'
-1

 3
/4

"

2200E

23
13

22
11

2118

24
01

A

21
11

21
12

20
09

2007
2010

2A
1

2A1

3CW7

3CW83CW9

2CW10

2CW11

3CW10

3SF19

W1

W1

W1

W1

W1

W1

W1

02S

02S
02S

02S

01 F2S

23S

23S

02

02

IS16

A-401

A1

11 12 13 14 15 16 17 18 19 20 21 22 23 24 25

L

M

N

P

Q

R

22
00

B

22
00

A

22
00

D

22
00

C

IS6

EJ

02S

01

02S

A1

A-303

2203

23

2A
1

2006D

A-503

B5

C
LR

8'
-0

"

45 MIN FIRE
SHUTTER

24.9

L2

1'
-3

 5
/8

"

A-502

A4
Sim

A-502

A4
Sim

02

A-502

A4
Sim

A-502

A4
SimOPP.

2'-4" 4'-3 1/8"
11 1/2"

12'-2 1/2" 4'-11" 10'-11 3/4" 6'-6 1/8" 8'-0" 14'-3"
5"
2'-5" 22'-4 3/4" 5'-2" 3'-3 3/8" 3'-9 1/2" 9'-3 3/8"

7 1/8"

8'
-1

1"
1'

-7
"

16
'-9

 1
/8

"
24

'-6
 3

/4
"

24
'-8

"
6 

5/
8"

8'
-1

1"

6'-5" 6'-10 1/8"

8'-7 5/8" 8'-5 1/4"
1'-4"

9'-6" 51'-2" 9'-3 1/4"
1'-2 3/8"

12'-9 3/4" 16'-1"
1'-0 5/8"

OPG1

OPG2

OPS1 OPS1

OPG2

OPG2
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2.  ALL INTERIOR MASONRY PARTITIONS TO BE  M8    U.N.O.

3.  ALL INTERIOR METAL STUD PARTITIONS TO BE TYPE 02    U.N.O.

NON-RATED PARTITION TO CEILING

1 HR. RATED BARRIER TO DECK

2 HR. RATED FIRE WALL

NOTE:  SEE SHEET A-002 THRU A-005 FOR CONSTRUCTION OF
PARTITION TYPES.

SMOKE PARTITION TO DECK

1. EXTERIOR DIMENSIONS INDICATED ARE TO OUTSIDE FACE OF
EPS INSULATION (AT  ICF WALLS).

2. INTERIOR DIMENSIONS INDICATED ARE TO FACE OF STUD,
FACE OF CMU, FACE OF EPS INSULATION (AT  ICF WALLS) OR
CENTERLINES OF COLUMNS, UNO.

3. LOCATE DOOR OPENINGS MIN 4” FROM NEAREST
PERPENDICULAR WALL.

4. FIRE AND SOUND RATED WALLS/PARTITIONS TO BE
CONSTRUCTED TIGHT TO STRUCTURE, PIPING, DUCTWORK
AND OTHER PENETRATIONS, AND ARE TO BE SEALED.  ALL
WORK IS TO BE BRACED TO STRUCTURE ABOVE.

5. WHERE PARTITIONS OF DIFFERENT FIRE RATINGS INTERSECT,
THE HIGHEST RATED PARTITION SHALL CONTINUE THROUGH.
MAINTAIN PARTITION FIRE RATING BEHIND RECESSED FIRE
EXTINGUISHER CABINETS, ACCESSORIES OR OTHER
RECESSED FEATURES.

6. INSTALL BLOCKING IN PARTITIONS FOR CASEWORK, WALL
MOUNTED EQUIPMENT, TRIM AND RELATED CONSTRUCTION.

7. PROVIDE BRACING AND BLOCKING FOR ALL OVERHEAD
MOUNTED EQUIPMENT WEIGHING EQUAL TO OR >31 POUNDS
TO RESIST FORCES OF 0.5 TIMES THE COMPONENT WEIGHT IN
ANY HORIZONTAL DIRECTION AND 1.5 TIMES THE COMPONENT
WEIGHT IN THE DOWNWARD DIRECTION; AND COMPLIES WITH
CODE SEISMIC REQUIREMENTS.
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AMENDMENT 4 - 27 OCTOBER 2014

15085720

237

PW#23280

 1/8" = 1'-0"A-112

A1 SECOND FLOOR PLAN - AREA B

MOUNTING HEIGHTS NOTE:

PARTITION LEGEND:

GENERAL PLAN NOTES:

1. PLUMBING FIXTURES AND ACCESSORIES MOUNTING HEIGHT
IN GIRLS RESTROOM #2209 & BOYS RESTROOM #2210 ARE TO BE
IN ACCORDANCE WITH MIDDLE SCHOOL CRITERIA AND ADA
STANDARD
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1. EXTERIOR DIMENSIONS INDICATED ARE TO OUTSIDE FACE OF
EPS INSULATION (AT  ICF WALLS).

2. INTERIOR DIMENSIONS INDICATED ARE TO FACE OF STUD,
FACE OF CMU, FACE OF EPS INSULATION (AT  ICF WALLS) OR
CENTERLINES OF COLUMNS, UNO.

3. LOCATE DOOR OPENINGS MIN 4” FROM NEAREST
PERPENDICULAR WALL.

4. FIRE AND SOUND RATED WALLS/PARTITIONS TO BE
CONSTRUCTED TIGHT TO STRUCTURE, PIPING, DUCTWORK
AND OTHER PENETRATIONS, AND ARE TO BE SEALED.  ALL
WORK IS TO BE BRACED TO STRUCTURE ABOVE.

5. WHERE PARTITIONS OF DIFFERENT FIRE RATINGS INTERSECT,
THE HIGHEST RATED PARTITION SHALL CONTINUE THROUGH.
MAINTAIN PARTITION FIRE RATING BEHIND RECESSED FIRE
EXTINGUISHER CABINETS, ACCESSORIES OR OTHER
RECESSED FEATURES.

6. INSTALL BLOCKING IN PARTITIONS FOR CASEWORK, WALL
MOUNTED EQUIPMENT, TRIM AND RELATED CONSTRUCTION.
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MOUNTED EQUIPMENT WEIGHING EQUAL TO OR >31 POUNDS
TO RESIST FORCES OF 0.5 TIMES THE COMPONENT WEIGHT IN
ANY HORIZONTAL DIRECTION AND 1.5 TIMES THE COMPONENT
WEIGHT IN THE DOWNWARD DIRECTION; AND COMPLIES WITH
CODE SEISMIC REQUIREMENTS.
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A1 SECOND FLOOR PLAN - AREA A

MOUNTING HEIGHTS NOTE:

GENERAL PLAN NOTES:

PARTITION LEGEND:

1. PLUMBING FIXTURES AND ACCESSORIES MOUNTING HEIGHT
IN GIRLS RESTROOM #2109 & BOYS RESTROOM #2110 ARE TO BE
IN ACCORDANCE WITH MIDDLE SCHOOL CRITERIA AND ADA
STANDARD
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A1 OVERALL SECOND FLOOR PLAN

PARTITION LEGEND:
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1. EXTERIOR DIMENSIONS INDICATED ARE TO OUTSIDE FACE OF
EPS INSULATION (AT  ICF WALLS).

2. INTERIOR DIMENSIONS INDICATED ARE TO FACE OF STUD,
FACE OF CMU, FACE OF EPS INSULATION (AT  ICF WALLS) OR
CENTERLINES OF COLUMNS, UNO.

3. LOCATE DOOR OPENINGS MIN 4” FROM NEAREST
PERPENDICULAR WALL.

4. FIRE AND SOUND RATED WALLS/PARTITIONS TO BE
CONSTRUCTED TIGHT TO STRUCTURE, PIPING, DUCTWORK
AND OTHER PENETRATIONS, AND ARE TO BE SEALED.  ALL
WORK IS TO BE BRACED TO STRUCTURE ABOVE.

5. WHERE PARTITIONS OF DIFFERENT FIRE RATINGS INTERSECT,
THE HIGHEST RATED PARTITION SHALL CONTINUE THROUGH.
MAINTAIN PARTITION FIRE RATING BEHIND RECESSED FIRE
EXTINGUISHER CABINETS, ACCESSORIES OR OTHER
RECESSED FEATURES.

6. INSTALL BLOCKING IN PARTITIONS FOR CASEWORK, WALL
MOUNTED EQUIPMENT, TRIM AND RELATED CONSTRUCTION.

7. PROVIDE BRACING AND BLOCKING FOR ALL OVERHEAD
MOUNTED EQUIPMENT WEIGHING EQUAL TO OR >31 POUNDS
TO RESIST FORCES OF 0.5 TIMES THE COMPONENT WEIGHT IN
ANY HORIZONTAL DIRECTION AND 1.5 TIMES THE COMPONENT
WEIGHT IN THE DOWNWARD DIRECTION; AND COMPLIES WITH
CODE SEISMIC REQUIREMENTS.

1.  ALL EXTERIOR WALLS TO BE   W1    U.N.O.

2.  ALL INTERIOR MASONRY PARTITIONS TO BE  M8    U.N.O.

3.  ALL INTERIOR METAL STUD PARTITIONS TO BE TYPE 02    U.N.O.

NON-RATED PARTITION TO CEILING

1 HR. RATED BARRIER TO DECK

2 HR. RATED FIRE WALL

NOTE:  SEE SHEET A-002 THRU A-005 FOR CONSTRUCTION OF
PARTITION TYPES.
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AMENDMENT 4 - 27 OCTOBER 2014

15085712

229

PW#23272

 1/8" = 1'-0"A-103

A1 FIRST FLOOR PLAN - AREA C

MOUNTING HEIGHTS NOTE:

GENERAL PLAN NOTES:

PARTITION LEGEND:

1. PLUMBING FIXTURES AND ACCESSORIES MOUNTING HEIGHT
IN GIRLS RESTROOM #1309 & BOYS RESTROOM #1310 ARE TO BE
IN ACCORDANCE WITH THE GRADE 4-5 GRADE CRITERIA AND
ADA STANDARD
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1.  ALL EXTERIOR WALLS TO BE   W1    U.N.O.

2.  ALL INTERIOR MASONRY PARTITIONS TO BE  M8    U.N.O.

3.  ALL INTERIOR METAL STUD PARTITIONS TO BE TYPE 02    U.N.O.

NON-RATED PARTITION TO CEILING

1 HR. RATED BARRIER TO DECK

2 HR. RATED FIRE WALL

NOTE:  SEE SHEET A-002 THRU A-005 FOR CONSTRUCTION OF
PARTITION TYPES.

SMOKE PARTITION TO DECK

1. EXTERIOR DIMENSIONS INDICATED ARE TO OUTSIDE FACE OF
EPS INSULATION (AT  ICF WALLS).

2. INTERIOR DIMENSIONS INDICATED ARE TO FACE OF STUD,
FACE OF CMU, FACE OF EPS INSULATION (AT  ICF WALLS) OR
CENTERLINES OF COLUMNS, UNO.

3. LOCATE DOOR OPENINGS MIN 4” FROM NEAREST
PERPENDICULAR WALL.

4. FIRE AND SOUND RATED WALLS/PARTITIONS TO BE
CONSTRUCTED TIGHT TO STRUCTURE, PIPING, DUCTWORK
AND OTHER PENETRATIONS, AND ARE TO BE SEALED.  ALL
WORK IS TO BE BRACED TO STRUCTURE ABOVE.

5. WHERE PARTITIONS OF DIFFERENT FIRE RATINGS INTERSECT,
THE HIGHEST RATED PARTITION SHALL CONTINUE THROUGH.
MAINTAIN PARTITION FIRE RATING BEHIND RECESSED FIRE
EXTINGUISHER CABINETS, ACCESSORIES OR OTHER
RECESSED FEATURES.

6. INSTALL BLOCKING IN PARTITIONS FOR CASEWORK, WALL
MOUNTED EQUIPMENT, TRIM AND RELATED CONSTRUCTION.

7. PROVIDE BRACING AND BLOCKING FOR ALL OVERHEAD
MOUNTED EQUIPMENT WEIGHING EQUAL TO OR >31 POUNDS
TO RESIST FORCES OF 0.5 TIMES THE COMPONENT WEIGHT IN
ANY HORIZONTAL DIRECTION AND 1.5 TIMES THE COMPONENT
WEIGHT IN THE DOWNWARD DIRECTION; AND COMPLIES WITH
CODE SEISMIC REQUIREMENTS.
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AMENDMENT 4 - 27 OCTOBER 2014

15085711

228

PW#23271

 1/8" = 1'-0"A-102

A1 FIRST FLOOR PLAN - AREA B

MOUNTING HEIGHTS NOTE:

PARTITION LEGEND:

GENERAL PLAN NOTES:

1. PLUMBING FIXTURES AND ACCESSORIES MOUNTING HEIGHT IN
GIRLS RESTROOM #1209 & BOYS RESTROOM #1210 ARE TO BE IN
ACCORDANCE WITH THE GRADE 4-5 GRADE CRITERIA AND ADA
STANDARD
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1.  ALL EXTERIOR WALLS TO BE   W1    U.N.O.

2.  ALL INTERIOR MASONRY PARTITIONS TO BE  M8    U.N.O.

3.  ALL INTERIOR METAL STUD PARTITIONS TO BE TYPE 02    U.N.O.

NON-RATED PARTITION TO CEILING

1 HR. RATED BARRIER TO DECK

2 HR. RATED FIRE WALL

NOTE:  SEE SHEET A-002 THRU A-005 FOR CONSTRUCTION OF
PARTITION TYPES.

SMOKE PARTITION TO DECK

1. EXTERIOR DIMENSIONS INDICATED ARE TO OUTSIDE FACE OF
EPS INSULATION (AT  ICF WALLS).

2. INTERIOR DIMENSIONS INDICATED ARE TO FACE OF STUD,
FACE OF CMU, FACE OF EPS INSULATION (AT  ICF WALLS) OR
CENTERLINES OF COLUMNS, UNO.

3. LOCATE DOOR OPENINGS MIN 4” FROM NEAREST
PERPENDICULAR WALL.

4. FIRE AND SOUND RATED WALLS/PARTITIONS TO BE
CONSTRUCTED TIGHT TO STRUCTURE, PIPING, DUCTWORK
AND OTHER PENETRATIONS, AND ARE TO BE SEALED.  ALL
WORK IS TO BE BRACED TO STRUCTURE ABOVE.

5. WHERE PARTITIONS OF DIFFERENT FIRE RATINGS INTERSECT,
THE HIGHEST RATED PARTITION SHALL CONTINUE THROUGH.
MAINTAIN PARTITION FIRE RATING BEHIND RECESSED FIRE
EXTINGUISHER CABINETS, ACCESSORIES OR OTHER
RECESSED FEATURES.

6. INSTALL BLOCKING IN PARTITIONS FOR CASEWORK, WALL
MOUNTED EQUIPMENT, TRIM AND RELATED CONSTRUCTION.

7. PROVIDE BRACING AND BLOCKING FOR ALL OVERHEAD
MOUNTED EQUIPMENT WEIGHING EQUAL TO OR >31 POUNDS
TO RESIST FORCES OF 0.5 TIMES THE COMPONENT WEIGHT IN
ANY HORIZONTAL DIRECTION AND 1.5 TIMES THE COMPONENT
WEIGHT IN THE DOWNWARD DIRECTION; AND COMPLIES WITH
CODE SEISMIC REQUIREMENTS.
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A1 FIRST FLOOR PLAN - AREA A

MOUNTING HEIGHTS NOTE:

PARTITION LEGEND:

GENERAL PLAN NOTES:

1. MOUNTING HEIGHTS FOR PLUMBING FIXTURES AND
ACCESSORIES IN GIRLS RESTROOM #1109 & BOYS RESTROOM #
1110 ARE TO BE IN ACCORDANCE WITH THE GRADE 1-3 GRADE
CRITERIA AND ADA STANDARD
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1. EXTERIOR DIMENSIONS INDICATED ARE TO OUTSIDE FACE OF
EPS INSULATION (AT  ICF WALLS).

2. INTERIOR DIMENSIONS INDICATED ARE TO FACE OF STUD,
FACE OF CMU, FACE OF EPS INSULATION (AT  ICF WALLS) OR
CENTERLINES OF COLUMNS, UNO.

3. LOCATE DOOR OPENINGS MIN 4” FROM NEAREST
PERPENDICULAR WALL.

4. FIRE AND SOUND RATED WALLS/PARTITIONS TO BE
CONSTRUCTED TIGHT TO STRUCTURE, PIPING, DUCTWORK
AND OTHER PENETRATIONS, AND ARE TO BE SEALED.  ALL
WORK IS TO BE BRACED TO STRUCTURE ABOVE.

5. WHERE PARTITIONS OF DIFFERENT FIRE RATINGS INTERSECT,
THE HIGHEST RATED PARTITION SHALL CONTINUE THROUGH.
MAINTAIN PARTITION FIRE RATING BEHIND RECESSED FIRE
EXTINGUISHER CABINETS, ACCESSORIES OR OTHER
RECESSED FEATURES.

6. INSTALL BLOCKING IN PARTITIONS FOR CASEWORK, WALL
MOUNTED EQUIPMENT, TRIM AND RELATED CONSTRUCTION.

7. PROVIDE BRACING AND BLOCKING FOR ALL OVERHEAD
MOUNTED EQUIPMENT WEIGHING EQUAL TO OR >31 POUNDS
TO RESIST FORCES OF 0.5 TIMES THE COMPONENT WEIGHT IN
ANY HORIZONTAL DIRECTION AND 1.5 TIMES THE COMPONENT
WEIGHT IN THE DOWNWARD DIRECTION; AND COMPLIES WITH
CODE SEISMIC REQUIREMENTS.
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A1 OVERALL FIRST FLOOR PLAN
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1 TELECOM SECOND FLOOR PLAN - AREA C

1. PROVIDE A DEDICATED 1" MINIMUM RACEWAY FROM EACH
WALL MOUNTED OUTLET TO ACCESSIBLE CEILING SPACE,
UON.

2. PROVIDE J-HOOKS FOR ALL COMMUNICATIONS CABLING
BETWEEN THE DEDICATED CONDUIT AND THE CABLE TRAY.

3. MAINTAIN FIRE RATING OF ALL PARTITIONS DURING
PENETRATIONS AT ALL TIMES.

4. REFER TO OVERALL SHEETS FOR CABLE TRAY
DISTRIBUTION.
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 1/8" = 1'-0"T-112
1 TELECOM SECOND FLOOR PLAN - AREA B
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1. PROVIDE A DEDICATED 1" MINIMUM RACEWAY FROM EACH
WALL MOUNTED OUTLET TO ACCESSIBLE CEILING SPACE,
UON.

2. PROVIDE J-HOOKS FOR ALL COMMUNICATIONS CABLING
BETWEEN THE DEDICATED CONDUIT AND THE CABLE TRAY.

3. MAINTAIN FIRE RATING OF ALL PARTITIONS DURING
PENETRATIONS AT ALL TIMES.

4. REFER TO OVERALL SHEETS FOR CABLE TRAY
DISTRIBUTION.
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SATISFACTORY TO DATE

FOR COMMANDER NAVFAC/B.L.T.L.

APPROVED

ACTIVITY

CHK

GENERAL NOTES:

GRAPHIC SCALE:

KEY PLAN:

C
:\
R
e v
it
 
P
ro
je
c t
s\
M
E
P
_
B
ea
u
fo
rt
 
M
C
A
S
 
B
o
ld
e
n
 
S
c
h
o
o
l 
-
 
R
2
0
1
4
_
h
p
l.
rv
t

1
1
/
5
/
2
0
1
4
 
9
:1
5
:2
7
 
A
M

 1/8" = 1'-0"

T-111

RE
PL

A C
E 

B O
LD

EN
 E

LE
M

EN
T A

RY
 / 

M
I D

D
L E

 S
C

H
O

O
L

TE
LE
C O

M
 S
EC
O
N
D 
FL
O
O
R 
PL
AN
 -

 A
R E
A 
A

DYW IMS RMS

DYW

15086135

631

AMENDMENT 4 - 27 OCTOBER 2014 PW#24675
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PLAN NORTH

 1/8" = 1'-0"T-111
1 TELECOM SECOND FLOOR PLAN - AREA A

1. PROVIDE A DEDICATED 1" MINIMUM RACEWAY FROM EACH
WALL MOUNTED OUTLET TO ACCESSIBLE CEILING SPACE,
UON.

2. PROVIDE J-HOOKS FOR ALL COMMUNICATIONS CABLING
BETWEEN THE DEDICATED CONDUIT AND THE CABLE TRAY.

3. MAINTAIN FIRE RATING OF ALL PARTITIONS DURING
PENETRATIONS AT ALL TIMES.

4. REFER TO OVERALL SHEETS FOR CABLE TRAY
DISTRIBUTION.
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AMENDMENT 4 - 27 OCTOBER 2014 PW#24669
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PLAN NORTH

 1/8" = 1'-0"T-103
1 TELECOM FIRST FLOOR PLAN - AREA C

1. PROVIDE A DEDICATED 1" MINIMUM RACEWAY FROM EACH
WALL MOUNTED OUTLET TO ACCESSIBLE CEILING SPACE,
UON.

2. PROVIDE J-HOOKS FOR ALL COMMUNICATIONS CABLING
BETWEEN THE DEDICATED CONDUIT AND THE CABLE TRAY.

3. MAINTAIN FIRE RATING OF ALL PARTITIONS DURING
PENETRATIONS AT ALL TIMES.

4. REFER TO OVERALL SHEETS FOR CABLE TRAY
DISTRIBUTION.
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 1/8" = 1'-0"T-102
1 TELECOM FIRST FLOOR PLAN - AREA B
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1. PROVIDE A DEDICATED 1" MINIMUM RACEWAY FROM EACH
WALL MOUNTED OUTLET TO ACCESSIBLE CEILING SPACE,
UON.

2. PROVIDE J-HOOKS FOR ALL COMMUNICATIONS CABLING
BETWEEN THE DEDICATED CONDUIT AND THE CABLE TRAY.

3. MAINTAIN FIRE RATING OF ALL PARTITIONS DURING
PENETRATIONS AT ALL TIMES.

4. REFER TO OVERALL SHEETS FOR CABLE TRAY
DISTRIBUTION.
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AMENDMENT 4 - 27 OCTOBER 2014 PW#24667
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PLAN NORTH

 1/8" = 1'-0"T-101
1 TELECOM FIRST FLOOR PLAN - AREA A

1. PROVIDE A DEDICATED 1" MINIMUM RACEWAY FROM EACH
WALL MOUNTED OUTLET TO ACCESSIBLE CEILING SPACE,
UON.

2. PROVIDE J-HOOKS FOR ALL COMMUNICATIONS CABLING
BETWEEN THE DEDICATED CONDUIT AND THE CABLE TRAY.

3. MAINTAIN FIRE RATING OF ALL PARTITIONS DURING
PENETRATIONS AT ALL TIMES.

4. REFER TO OVERALL SHEETS FOR CABLE TRAY
DISTRIBUTION.
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SATISFACTORY TO DATE
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AMENDMENT 4 - 27 OCTOBER 2014 PW#23490

 1/8" = 1'-0"P-113
A1 PLUMBING SECOND FLOOR PLAN - AREA C

0' 4' 8' 16' 32'

1/8"=1'-0"

A B C

D E

F G

PLAN NORTH

1 2" WASTE DOWN; 2" VENT DROP.
2 4" SOIL DOWN; 2" VENT DROP.
3 2" VENT DOWN.
4 3" VENT UP THROUGH ROOF.
5 2" WASTE STACK VENT DOWN.
6 2" WASTE DOWN; OFFSET BELOW CASEWORK TO

AVOID STRUCTURE BELOW; 2" VENT DROP.
7 0.5" CW & 0.5" TW SUPPLY FROM BELOW.
8 FLOW BALANCING ASSEMBLY; SET TO 0.5 GPM.
9 CIRCULATE TW IN WALL TO FIXTURE CONNECTION.
10 MINI-ELECTRIC TRAP PRIMER ABOVE CEILING.
11 CONNECT CW, TW, & TWC TO RISERS IN TOILET

CHASE.
12 CONNECT 2" VENT TO VENT PIPING SERVING

NEIGHBORHOOD TOILET ROOMS.

1. FFE = 55.50'

ACOUSTIC NOTES:
A THIS AREA IS ACOUSTICALLY SENSITIVE. ALL WASTE AND

VENT PIPING WITHIN THIS ROOM, ABOVE THE CEILING,
AND IN ADJACENT WALLS (INCLUDING PLUMBING FIXTURE
CHASES AND MECHANICAL SHAFTS) SHALL BE CAST IRON.
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A/E INFO

SATISFACTORY TO DATE

FOR COMMANDER NAVFAC/B.L.T.L.

APPROVED

ACTIVITY

CHK

GENERAL NOTES:

KEYED NOTES:

GRAPHIC SCALE:

KEY PLAN:
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AMENDMENT 4 - 27 OCTOBER 2014 PW#23483

 1/8" = 1'-0"P-103
A1 PLUMBING FIRST FLOOR PLAN - AREA C

0' 4' 8' 16' 32'

1/8"=1'-0"

A B C

D E

F G

PLAN NORTH

1 2" WASTE UP.
2 2" VENT UP.
3 3" WASTE UP.
4 2" WASTE STACK VENT.
5 2" WASTE DOWN; 2" VENT DROP.
6 FLOW BALANCING ASSEMBLY; SET TO 0.5 GPM.
7 0.5" CW, 0.5" TW, & 0.5" TWC DROP IN WALL; ROUTE

BENEATH WINDOW TO LAVATORY.
8 CIRCULATE TW IN WALL TO FIXTURE CONNECTION.
9 DROP BEYOND FOOTING.
10 4" SOIL UP.
11 CONNECT TO CW SUPPLY IN PLUMBING CHASE.
12 DROP ON BUILDING SIDE OF INSULATION.

1. FFE = 39.50'

ACOUSTIC NOTES:
A THIS AREA IS ACOUSTICALLY SENSITIVE. ALL WASTE AND

VENT PIPING WITHIN THIS ROOM, ABOVE THE CEILING,
AND IN ADJACENT WALLS (INCLUDING PLUMBING FIXTURE
CHASES AND MECHANICAL SHAFTS) SHALL BE CAST IRON.
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FURNITURE NOTES

1. FURNITURE IS NOT INCLUDED IN BASE CONSTRUCTION CONTRACT.
ALL FURNITURE IS GF/GI.

2. ALL FURNITURE IS INCLUDED IN CLIN 0009, WHICH IF EXERCISED BY
MODIFICATION OF THE CONSTRUCTION CONTRACT, THE
GOVERNMENT WILL REQUIRE THE CONTRACTOR TO PROCURE AND
INSTALL FURNITURE SELECTED BY THE GOVERNMENT.

3. FINAL FURNITURE SELECTIONS AND FINISHES ARE PENDING
GOVERNMENT APPROVAL AND ARE SUBJECT TO CHANGE PRIOR TO
ISSUANCE OF MODIFICATION TO THE CONSTRUCTION CONTRACT
(CLIN 0009) WITH FINALIZED FURNITURE PACKAGE.  DRAWINGS
HEREIN ILLUSTRATE MINIMUM REQUIRED FURNISHINGS.
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A1 SECOND FLOOR FURNITURE PLAN - AREA C

S
Y
M

S
Y
M

S
Y
M

S
Y
M

D
E
S
C
R
IP
T
IO
N

D
E
S
C
R
IP
T
IO
N

D
E
S
C
R
IP
T
IO
N

D
E
S
C
R
IP
T
IO
N

D
A
T
E

D
A
T
E

D
A
T
E

D
A
T
E

A
P
P
R

A
P
P
R

A
P
P
R

A
P
P
R

11 11
A
M
E
N
D
M
E
N
T
 
3

A
M
E
N
D
M
E
N
T
 
3

A
M
E
N
D
M
E
N
T
 
3

A
M
E
N
D
M
E
N
T
 
3

8
.1
1
.1
4

8
.1
1
.1
4

8
.1
1
.1
4

8
.1
1
.1
4

22 22
A
M
E
N
D
M
E
N
T
 
4

A
M
E
N
D
M
E
N
T
 
4

A
M
E
N
D
M
E
N
T
 
4

A
M
E
N
D
M
E
N
T
 
4

1
0
.2
7
.1
4

1
0
.2
7
.1
4

1
0
.2
7
.1
4

1
0
.2
7
.1
4

2

2
1

2



6TH-8TH
2201

6TH-8TH
2203

6TH-8TH
2204

LEARNING HUB
2200

282 LOCKERS

STAFF
COLLABORATION

2205

6TH-8TH
2202

ELEC
2111

GROUP LEARNING
2207

ONE TO ONE
2208

BREAK
2206

DT-1

DT-1

ST-2DT-1

ST-2

JAN
2009

ST-2

FM-2

F
M

-1
F

M
-1

DT-1

FP-1

ST-3

ST-3 ST-3

ST-3ST-3

ST-3

FP-2

FB-1

FB-1

FB-1

FB-1

FB-1

TW-1
SC-1

SC-1

SC-1

SC-1

SC-1

SC-1

ST-5

ST-5 ST-5

ST-5TW-8

F
S

-1
9

TW-3

ST-5ST-5 ST-5ST-5

ST-5ST-5 ST-5ST-5

ST-4

ST-4
ST-5

ST-5

FP-1

FP-1

SL-7

SL-7

TO-4

TO-4

SL-9

SL-3

SL-3

SL-7

SL-7

SA-3

S
A

-3

SA-3

S
A

-3TS-5

SL-10SL-10

TO-2 TO-2

FS-1

FS-1

FS-1

FS-1

TR
2211

MECH
2313

BOYS
2210

GIRLS
2209

CIRCULATION
C2200A

CIRCULATION
C2200B

TR
2112

CIRCULATION
C21

AE-1

AV-1

AV-2

AV-2

AM-5

AM-4

AM-6 AM-6 AM-6

AM-6AM-6

AM-1

TW-8

TW-8TW-8

S
T

-5
S

T
-5

FP-5 FP-5

FP-5

FP-5

FP-5

FP-5

FP-5

FP-5

AM-6

DW-1

DW-1

DW-1

DW-1

DW-1

DW-1

DT-1

ST-5

DS-1
ST-5

DS-1ST-5 DS-1

ST-5

DS-1

ST-5

DS-1

ST-5

DS-1

ST-5

DS-1
ST-5

DS-1

ST-5

DS-1

ST-5

DS-1

ST-5

DS-1

ST-5

DS-1

ST-2

DS-1DS-1DS-1DS-1

DS-1DS-1DS-1DS-1

DS-1DS-1DS-1DS-1

ST-5ST-5ST-5ST-5

ST-5ST-5ST-5ST-5

ST-5ST-5ST-5ST-5

FP-1

ST-5

DS-1
ST-5

DS-1

ST-5

DS-1

ST-5

DS-1

ST-5

DS-1

ST-5

DS-1

ST-5

DS-1
ST-5

DS-1

ST-5

DS-1

ST-5

DS-1

ST-5

DS-1

ST-5

DS-1

DS-1DS-1DS-1DS-1

DS-1DS-1DS-1DS-1

DS-1DS-1DS-1DS-1

ST-5ST-5ST-5ST-5

ST-5ST-5ST-5ST-5

ST-5ST-5ST-5ST-5

DS-1DS-1

DS-1DS-1

ST-5ST-5

ST-5ST-5

DS-1ST-5

DS-1DS-1

DS-1DS-1

ST-5ST-5

ST-5ST-5

DS-1ST-5

DS-1DS-1

DS-1DS-1

ST-5ST-5

ST-5ST-5

DS-1ST-5

DS-1DS-1

DS-1DS-1

ST-5ST-5

ST-5ST-5

DS-1ST-5

DS-1DS-1

DS-1DS-1

ST-5ST-5

DS-1ST-5

ST-5ST-5

DS-1

DS-1

DS-1

DS-1

ST-5

ST-5

ST-5

ST-5

DS-1DS-1ST-5
ST-5

DS-1

DS-1

DS-1

DS-1

ST-5

ST-5

ST-5

ST-5

DS-1DS-1ST-5
ST-5

DS-1

DS-1

DS-1

DS-1

ST-5

ST-5

ST-5

ST-5

DS-1DS-1ST-5
ST-5

DS-1

DS-1

DS-1

DS-1

ST-5

ST-5

ST-5

ST-5

DS-1DS-1ST-5 ST-5

FP-1
ST-2

DT-2

ST-2FP-1

FP-1

FP-1

SD-2SD-2

SD-2SD-2

SD-2SD-2

SD-2SD-2

TW-11 TW-11

AM-1

ST-5

ST-5 ST-5

ST-5

ST-5

K-12b

FB-12
FB-12 F

B
-2FB-12

FB-12F
B

-2

FB-12
FB-12 F

B
-2FB-12

FB-12F
B

-2

SA-3

S
A

-3

SA-3

S
A

-3TS-5

FURNITURE NOTES

1. FURNITURE IS NOT INCLUDED IN BASE CONSTRUCTION CONTRACT.
ALL FURNITURE IS GF/GI.

2. ALL FURNITURE IS INCLUDED IN CLIN 0009, WHICH IF EXERCISED BY
MODIFICATION OF THE CONSTRUCTION CONTRACT, THE
GOVERNMENT WILL REQUIRE THE CONTRACTOR TO PROCURE AND
INSTALL FURNITURE SELECTED BY THE GOVERNMENT.

3. FINAL FURNITURE SELECTIONS AND FINISHES ARE PENDING
GOVERNMENT APPROVAL AND ARE SUBJECT TO CHANGE PRIOR TO
ISSUANCE OF MODIFICATION TO THE CONSTRUCTION CONTRACT
(CLIN 0009) WITH FINALIZED FURNITURE PACKAGE.  DRAWINGS
HEREIN ILLUSTRATE MINIMUM REQUIRED FURNISHINGS.
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A1 SECOND FLOOR FURNITURE PLAN - AREA B
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FURNITURE NOTES

1. FURNITURE IS NOT INCLUDED IN BASE CONSTRUCTION CONTRACT.
ALL FURNITURE IS GF/GI.

2. ALL FURNITURE IS INCLUDED IN CLIN 0009, WHICH IF EXERCISED BY
MODIFICATION OF THE CONSTRUCTION CONTRACT, THE
GOVERNMENT WILL REQUIRE THE CONTRACTOR TO PROCURE AND
INSTALL FURNITURE SELECTED BY THE GOVERNMENT.

3. FINAL FURNITURE SELECTIONS AND FINISHES ARE PENDING
GOVERNMENT APPROVAL AND ARE SUBJECT TO CHANGE PRIOR TO
ISSUANCE OF MODIFICATION TO THE CONSTRUCTION CONTRACT
(CLIN 0009) WITH FINALIZED FURNITURE PACKAGE.  DRAWINGS
HEREIN ILLUSTRATE MINIMUM REQUIRED FURNISHINGS.
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A1 SECOND FLOOR FURNITURE PLAN - AREA A
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FURNITURE NOTES

1. FURNITURE IS NOT INCLUDED IN BASE CONSTRUCTION CONTRACT.
ALL FURNITURE IS GF/GI.

2. ALL FURNITURE IS INCLUDED IN CLIN 0009, WHICH IF EXERCISED BY
MODIFICATION OF THE CONSTRUCTION CONTRACT, THE
GOVERNMENT WILL REQUIRE THE CONTRACTOR TO PROCURE AND
INSTALL FURNITURE SELECTED BY THE GOVERNMENT.

3. FINAL FURNITURE SELECTIONS AND FINISHES ARE PENDING
GOVERNMENT APPROVAL AND ARE SUBJECT TO CHANGE PRIOR TO
ISSUANCE OF MODIFICATION TO THE CONSTRUCTION CONTRACT
(CLIN 0009) WITH FINALIZED FURNITURE PACKAGE.  DRAWINGS
HEREIN ILLUSTRATE MINIMUM REQUIRED FURNISHINGS.
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A1 FIRST FLOOR FURNITURE PLAN - AREA C
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FURNITURE NOTES

1. FURNITURE IS NOT INCLUDED IN BASE CONSTRUCTION CONTRACT.
ALL FURNITURE IS GF/GI.

2. ALL FURNITURE IS INCLUDED IN CLIN 0009, WHICH IF EXERCISED BY
MODIFICATION OF THE CONSTRUCTION CONTRACT, THE
GOVERNMENT WILL REQUIRE THE CONTRACTOR TO PROCURE AND
INSTALL FURNITURE SELECTED BY THE GOVERNMENT.

3. FINAL FURNITURE SELECTIONS AND FINISHES ARE PENDING
GOVERNMENT APPROVAL AND ARE SUBJECT TO CHANGE PRIOR TO
ISSUANCE OF MODIFICATION TO THE CONSTRUCTION CONTRACT
(CLIN 0009) WITH FINALIZED FURNITURE PACKAGE.  DRAWINGS
HEREIN ILLUSTRATE MINIMUM REQUIRED FURNISHINGS.
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A1 FIRST FLOOR FURNITURE PLAN - AREA B
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FURNITURE NOTES

1. FURNITURE IS NOT INCLUDED IN BASE CONSTRUCTION CONTRACT.
ALL FURNITURE IS GF/GI.

2. ALL FURNITURE IS INCLUDED IN CLIN 0009, WHICH IF EXERCISED BY
MODIFICATION OF THE CONSTRUCTION CONTRACT, THE
GOVERNMENT WILL REQUIRE THE CONTRACTOR TO PROCURE AND
INSTALL FURNITURE SELECTED BY THE GOVERNMENT.

3. FINAL FURNITURE SELECTIONS AND FINISHES ARE PENDING
GOVERNMENT APPROVAL AND ARE SUBJECT TO CHANGE PRIOR TO
ISSUANCE OF MODIFICATION TO THE CONSTRUCTION CONTRACT
(CLIN 0009) WITH FINALIZED FURNITURE PACKAGE.  DRAWINGS
HEREIN ILLUSTRATE MINIMUM REQUIRED FURNISHINGS.
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A1 FIRST FLOOR FURNITURE PLAN - AREA A
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FURNITURE NOTES

1. FURNITURE IS NOT INCLUDED IN BASE CONSTRUCTION CONTRACT.
ALL FURNITURE IS GF/GI.

2. ALL FURNITURE IS INCLUDED IN CLIN 0009, WHICH IF EXERCISED BY
MODIFICATION OF THE CONSTRUCTION CONTRACT, THE
GOVERNMENT WILL REQUIRE THE CONTRACTOR TO PROCURE AND
INSTALL FURNITURE SELECTED BY THE GOVERNMENT.

3. FINAL FURNITURE SELECTIONS AND FINISHES ARE PENDING
GOVERNMENT APPROVAL AND ARE SUBJECT TO CHANGE PRIOR TO
ISSUANCE OF MODIFICATION TO THE CONSTRUCTION CONTRACT
(CLIN 0009) WITH FINALIZED FURNITURE PACKAGE.  DRAWINGS
HEREIN ILLUSTRATE MINIMUM REQUIRED FURNISHINGS.
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