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SECTION SF 30 BLOCK 14 CONTINUATION PAGE  
         
SUMMARY OF CHANGES   
 
 
SECTION  SF 30 - BLOCK 14 CONTINUATION PAGE  
 
 
 
The following have been added by full text:  
        PRE-PROPOSAL INQUIRIES 
Pre-Proposal Inquiries: 
 
Building 1950 
Q1.  Does each overhead door require a dedicated 3-phase circuit and what is the voltage? 
A1.  On building 1950 at Waldron Airfield, it requires single phase circuit for each door and the existing 
voltage is 120/240. 
 
Q2.  Specification calls for powder guard galvanized slats. Will this be standard door colors (white, 
tangray) or are you actually requesting SpectraShoeld Powder Coat Finish that provides up to 188 
different colors? 
A2.  Spectrashield powder coat finish is acceptable with gray or similar color. 
 
Q3.  Specifications are requesting new jambs and framework. Is the frame/ jamb work to remove/ 
dismantle and to re-build the surrounding building structure, or does it only pertain to the track needed for 
new door? 
A3.  It only pertains to the tracks that are needed for new roll up doors. 
 
Q4.  We must know the voltage and phase that will carry the load to the new motors. 208/230/640 options 
can change the style of the operator. An example( 208-3phase is not a common voltage. One 
manufacturer may carry that, another may not. We need to know the actual voltage used. Please inform. 
A4.  Please refer to A1.  The voltage is 120/240 with single phase. Require openers that are suitable for 
the existing load. 
 
Building 7 & 1742 
Q5.  We must know the voltage and phase that will carry the load to the new motors. 208/230/640 options 
can change the style of the operator. An example: 208-3phase is not a common voltage. One manufacturer 
may carry that, another may not. We need to know the actual voltage used. Please inform. 
A5.  Existing  loads are  208/230/460 3-phases. Require openers that are suitable for the existing load. 
 
Building 22 
Q6.  Please confirm that the request for certified windloading as specified, the existing structure will be 
acceptable to NAVFAC. Windload specs for this application, as specified, must attach to structural steel, 
CMU, or concrete structure.  Please inform if contractor must re-build the existing opening and 
surrounding structure of the building at additional cost. 
A6.  The existing wood opening frames will need to be replaced as specified in the statement of work 
with new that new roll up door tracks can be attached/mounted. New frame does not necessarily need to 
be structural steel, CMU, or concrete to withstand wind pressure. You may substitute existing opening 
frames with galvanized steel instead of wood frame. 
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(End of Summary of Changes)  
 


