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1 General 

Information 
 

1.1 Outline of 
Services 

Except where otherwise stated, the Contractor shall furnish all labor, 
supervision, management, tools, materials, equipment, facilities, transportation, 
incidental engineering, and other items necessary to provide the services 
outlined below and described in this Performance Work Statement (PWS) at 
Naval Station Mayport, Florida; Marine Corps Support Facility - Blount Island 
(MCSF-BI) Jacksonville, Florida; and the outlying areas supported by these 
commands by means of a combination recurring and non-recurring work.  The 
PWS is organized into annexes.  Annex 1 is "General Information".  Annex 2 
contains the on-site project management and administration requirements.  
Annexes 3 through 18 contain the technical requirements.  The annex numbers 
are identified as 1 through 18 in the description column, but the full expanded 
annex numbers include seven digits (e.g., Annex 1 expanded number is 
0100000 as shown in the header row at the top of this page). 
 
Annex 1  General Information 
Annex 2  Management and Administration 
Annex 3  Command and Staff N/A 
Annex 4  Public Safety N/A 
Annex 5  Air Operations N/A 
Annex 6  Port Operations 
Annex 7  Ordnance N/A 
Annex 8  Range Operations N/A 
Annex 9  Health Care Support N/A 
Annex 10 Supply N/A 
Annex 11 Personnel Support N/A 
Annex 12 Morale, Welfare and Recreation Support N/A 
Annex 13 Galley N/A 
Annex 14 Housing N/A 
Annex 15 Facilities Support 

1502000 Facility Investment 
1502000 Facility Investment - MCSF-BI 
1503010 Custodial - MCSF-BI 
1503020 Pest Control - MCSF-BI 
1503030 Integrated Solid Waste Management - MCSF-BI 
1503040 Other (Swimming Pools) 
1503050 Grounds Maintenance and Landscaping - MCSF-BI 

Annex 16 Utilities 
1601000 Utilities Management 
1602000 Electrical 
1604000 Wastewater 
1605000 Steam 
1606000 Water 

Annex 17 Base Support Vehicles and Equipment 
Annex 18 Environmental 
Annex 18 Environmental - MCSF-BI 
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1.2 Project Location The work shall be performed at various locations and could vary from location 

to location.   The following is an example of the dispersion of work at the 
various locations: 

1) Naval Station Mayport, Florida including: U. S. Navy Fuel Depot 
Heckscher Drive Jacksonville, Florida; U. S. Marine Forces Reserve 
Somers Road Jacksonville, Florida, Inter-service Supply Support 
Operations Team (ISSOT) Atlantic Beach, Florida; and Ribault Bay 
Off-Station Family Housing:  

 Port Operations 
 Facility Investment 
 Other (Swimming Pools) 
 Utilities Management 
 Electrical 
 Wastewater 
 Steam 
 Water 
 Base Support Vehicles and Equipment 
 Environmental 

2) Marine Corps Support Facility - Blount Island (MCSF-BI) 
Jacksonville, Florida 

 Facility Investment 
 Custodial 
 Pest Control 
 Integrated Solid Waste Management 
 Grounds Maintenance and Landscaping 
 Environmental 

1.3 Acquisition of 
Additional Work 

The Government reserves the right to acquire additional services at additional 
locations in addition to the services and locations identified in the recurring 
work requirements of this contract.  Additional services will be incorporated 
into the contract in accordance with the CHANGES clause, SECTION I or 
ordered under the non-recurring work provisions of the contract.  Items of work 
not covered by this contract but within the general intent are considered in the 
scope of this contract. 

1.4 Background 
Information 

Naval Station Mayport is located at the mouth of the St. Johns River in Duval 
County, Florida.  The Naval Station is approximately 15 miles east of 
Jacksonville, Florida and approximately 35 miles southeast of Jacksonville 
International Airport. 
 
Naval Station Mayport covers 3,409 acres and since its commissioning in 
December 1942, the Naval Station has grown to become the third largest naval 
surface fleet concentration area in the United States.  The Naval Station's 
operational composition is unique, with a busy harbor capable of 
accommodating 34 ships and an 8,001foot runway capable of handling most 
any aircraft in the Department of Defense inventory. 
 
Marine Corps Support Facility - Blount Island (MCSF-BI) is located on the St. 
Johns River in Duval County, Florida.  The Command is approximately 10 
miles northeast of Jacksonville, Florida and approximately 14 miles southeast 
of Jacksonville International Airport.       
 
In 1989, MCSF-BI was established as a subordinate command to Marine Corps 
Logistics Bases, Albany, Georgia.  The Command covers approximately 262 
acres and is responsible for the United States Marine Corps' Maritime 
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Prepositioning Ships (MPS), Maintenance Cycle operations and oversight of 
the Marine Corps Prepositioning Program-Norway (MCPP-N). 

1.5 Verification of 
Workload and 
Conditions 

Throughout the PWS, the workload data is generally referred to as being 
located in Section J.  Section J provides data, such as: system descriptions, 
maps, floor plans, and tables to represent the type, quantity and location of 
services to be provided.  However, offerors are encouraged to visit the project 
site during the site visit for offerors and to visit the technical library during 
posted hours as part of its due diligence to assess the nature of work and 
conditions under which work is to be performed. 

1.6 Climate Patterns The climate in northeast Florida is generally temperate.  Summers are long and 
warm with an average relative humidity of about 75 percent.  Winters, although 
punctuated with periodic invasions of cool to occasionally cold air from the 
north, are mild because of the southern latitude and the proximity to the warm 
Atlantic Ocean. 
 
The annual average temperature in northeast Florida is 68 °F (degrees 
Fahrenheit).  June, July, and August are the hottest months; with temperatures 
averaging above 90 °F.  December, January, and February are the coolest 
months, with temperatures averaging near the middle 50s. Temperatures exceed 
95 °F during the summer months and evening temperatures are usually 
comfortable, falling below 75 °F.  
 
The greatest rainfall, mostly in the form of local thunderstorms, occurs during 
the summer months when measurable amounts can be expected.  Summer 
thunderstorms usually occur before noon along the beaches, while afternoon 
thunderstorms are the rural inland areas.  
 
The Naval Stations proximity to the Atlantic Ocean and Gulf Stream makes it 
susceptible to Tropical Cyclones and their effects.  The official Tropical 
Cyclone season begins June 1st and ends November 30th of each year.  
Although, Tropical Cyclones have been known to develop as early as May and 
as late as December.  The peak period of Tropical Cyclone is August through 
October.  It is during this period that storm frequency and intensity increases. 

1.7 Related 
Information 

There are four types of Related Information that can be found in the Description 
and Related Information columns of the specification as follows: 
 
Informational Notes as used throughout this PWS provides additional 
information to offerors to be used in developing a thorough understanding of 
the work to be performed in this contract.  Any block of text marked 
“Informational Notes” throughout Annexes 1 through 18 is subject to this 
disclaimer.  Offerors may not rely upon the "Informational Notes" as material 
representations of the Government.  Information provided in "Informational 
Notes" does not create a contractual requirement on either party to this contract.
 
Clarifying Information describes client expectations in a more detailed manner 
than the Performance Objective and Performance standard alone. 
 
Constraining Information describes limitations to the work performed to meet 
the Performance Objective and Performance Standard. 
 
Requirement Information further describes client requirements associated with 
each Performance Objective.  
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1.8 Navy Approach 

to Service 
Contracting 

The Department of Navy (DoN) spends over $1 billion in annual obligations to 
meet global requirements for facility operations and maintenance provided 
through Facility Support Contracts (FSC) and additional billions to provide 
other base operations support services (OBOS).  The Head of the Contracting 
Activity (HCA) of the Naval Facilities Engineering Command (NAVFAC) has 
focused increased attention on re-engineering FSC contracts in response to 
customer and industry feedback, budget constraints, and the impact of a variety 
of contracting, program management and financial management regulations.  
The Navy also supports the following principles: 

1.8.1 Partnering 
Philosophy 

The first principle is that the Navy views its contractors as partners and not just 
abstract service providers.  The Navy wants its contractors to succeed because 
partners' success drives the Navy's successful mission completion.  Within the 
bounds of acquisition policy the Navy intends to work to find solutions that will 
be beneficial to both the Government and its partners. 

1.8.2 Contractor's 
Knowledge 

The second principle is that the Navy will receive insightful management from 
its contractors.  This management will include the knowledge, skills, authority 
and willingness to use contractor resources to find better ways of serving Navy 
clients’ strategic and operational goals and objectives.  The Navy's use of 
performance-based objectives evidences this principle.  Although performance 
work statements will typically contain several levels of performance 
assessment, the Navy wants its contractors to exercise maximum discretion 
within bounds of prudent risk management to adjust processes and resources 
needed to reach specified objectives at the highest performance level. 

1.8.3 Industry Best 
Practices 

The third principle is that the Navy will adopt industry best commercial 
practices and maintain state-of-the-art service delivery.  It is the Navy's and 
contractor's responsibility as partners to reach this goal.  To that end, the Navy's 
emphasis will be in evaluating performance objectives (end results). 

1.9 Standard 
Template 

Key to implementing a programmatic approach is using a standard template that 
ensures Navy-wide consistency yet affords appropriate tailoring to meet local 
needs.  This contract conforms to the standard template and has been tailored 
for this solicitation.  NAVFAC intends to use this template-based approach for 
future service contracts.  Offerors should develop an understanding of the 
template as part of performing due diligence in reaching an understanding of 
the Navy’s requirements and expectations. 
 
The standard template contains 18 standard annexes.  Annex 1 will always 
contain information that is relevant to the entire scope of the contract.  Annex 2 
contains on-site project management and administration requirements that are 
relevant to the entire scope of the contract.  Annexes 3 through 18 contain the 
technical information and requirements peculiar to that technical annex.  Within 
each technical annex, the organization of information and requirements are also 
standardized.  Specification item 1 will always contain General Information.  
Specification item 2 will always contain the management and administrative 
requirements.  Specification item 3 will always contain the recurring work 
requirements.  Specification item 4 will always contain the non-recurring work 
requirements.  Requirements and standards for higher level specification items 
apply to all subordinate specification items, e.g., Specification Item 3 standards 
apply to all firm fixed priced specification items.  Specification Item 3.1 is 
applicable to all 3.1 subordinate specification items.  Specification Items 3.2 
and 3.3 are not considered subordinate to 3.1.  All costs associated with 
Annexes 1 and 2 and Specification items 1 and 2 must be priced and distributed 
within Specification Item 3 of Annexes 3 through 18.   
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1.10 Navy PBSA 

Approach 
The Navy’s approach to performance-based service acquisition (PBSA) 
includes four component parts which are 1) performance outcomes, 2) 
measurable standards, 3) consideration of incentives, and 4) performance 
assessment plan. 

1.11 Technical 
Proposal 
Certification 

The Contractor warrants that its proposal incorporated herein by reference will 
meet or exceed the performance objectives set forth in this contract. 
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Spec Item Title 
2 Management and Administration 
2.1 Definitions and Acronyms 
2.2 General Information 
2.2.1 Government Regular Working Hours 
2.2.1.1 Observed Federal Holidays 
2.2.1.2 Restriction to Contractor Working Hours 
2.2.2 Wage Determinations 
2.2.3 Requirements Hierarchy 
2.3 General Administrative Requirements 
2.3.1 Required Conferences and Meetings 
2.3.2 Training for Maintenance and Operation of New and Replacement Systems and Equipment 
2.3.3 Partnering 
2.3.3.1 Formal Partnering  
2.3.3.2 Contract Partnering Administration 
2.3.3.3 Contract Partnering Session Attendees 
2.3.4 Permits and Licenses 
2.3.5 Insurance 
2.3.5.1 Certificate of Insurance 
2.3.5.2 Minimum Insurance Amounts 
2.3.6 Protection of Government Property 
2.3.7 Directives, Instructions, and References 
2.3.8 Invoicing Procedures 
2.3.9 Forms 
2.4 Government-Furnished Property, Materials and Services 
2.4.1 Government-Furnished Facilities (GFF) 
2.4.2 Government-Furnished Utilities 
2.4.3 Government-Furnished Material 
2.4.4 Government-Furnished Equipment 
2.5 Contractor-Furnished Items 
2.6 Management 
2.6.1 Work Reception 
2.6.2 Work Control 
2.6.3 Work Schedule 
2.6.4 Deliverables 
2.6.5 Service Interruptions 
2.6.6 Government’s Computerized Maintenance Management Systems (CMMS) 
2.6.6.1 System Access 
2.6.6.2 Inventories and Workload Data 
2.6.7 Quality Management System (QMS) 
2.6.7.1 Quality Management (QM) Plan 
2.6.7.2 Quality Inspection and Surveillance 
2.6.7.3 Quality Inspection and Surveillance Report 
2.6.8 Property Management Plan 
2.6.9 System and Equipment Replacement 
2.7 Personnel Requirements 
2.7.1 Key Personnel 
2.7.1.1 Project Manager (PM) 
2.7.1.2 Quality Manager 
2.7.1.2.1 Quality Control Personnel 
2.7.1.3 Site Safety and Health Officer (SSHO) 
2.7.1.4 Environmental/Energy Manager 
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2.7.1.5 Transportation Manager 
2.7.1.6 WHE Operation and Maintenance Manager 
2.7.1.7 Utility Supervisor 
2.7.1.8 MCSF-BI Site manager 
2.7.2 Employee Requirements 
2.7.2.1 Employee Certification and Training 
2.7.2.1.1 Indoctrination and Environmental Training 
2.7.2.2 Employee Appearance 
2.7.2.3 Employee Conduct 
2.7.2.4 Identification as Contractor Employee 
2.7.2.5 Removal of Employees 
2.7.2.7 Proof of Legal Residency 
2.7.3 Enterprise-wide Contractor Manpower Reporting Application (eCMRA) 
2.8 Security Requirements 
2.8.1 Employee Listing 
2.8.2 Vehicles 
2.8.3 Passes and Badges 
2.8.4 Access to Installation 
2.8.4.1 NCACS Program 
2.8.4.2 One-Day Passes 
2.8.5 Access to Buildings 
2.8.6 Access Arrangements 
2.8.6.1 Escort Arrangement for Secured Areas 
2.8.6.2 Airfield Vehicle Operations 
2.8.7 Security Clearances 
2.8.8 Access to Sensitive Unclassified Information  
2.8.9 Employee Status 
2.8.10 Access to Navy Marine Corp Intranet (NMCI) 
2.8.11 Cameras and Recording Devices 
2.9 Contractor Safety Program 
2.9.1 Subcontractor Safety Requirements 
2.9.1.1 Experience Modification Rate (EMR) 
2.9.1.2 OSHA Days Away From Work, Restricted Duty, or Job Transfer (DART) Rate 
2.9.2 Accident Prevention Plan (APP) 
2.9.3 Crane Operations 
2.9.3.1 Crane Inspections 
2.9.3.2 Rigging Gear 
2.9.3.3 Crane Operators  
2.9.4 Accident and Damage Reporting 
2.9.4.1 Accident Reporting and Notification Criteria 
2.9.5 Fire Protection 
2.9.6 Monthly On-Site Labor Report  
2.9.7 OSHA Citations and Violations 
2.9.8 Safety Inspections and Monitoring 
2.9.9 Safety Certification 
2.9.10 Safety Apparel on Jobsites 
2.9.11 Emergency Medical Treatment 
2.10 Environmental Management and Sustainability 
2.10.1 Energy Management Program 
2.10.1.1 Water Conservation Plan 
2.10.1.2 Energy Efficient Products 
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2.10.2 Environmental Protection 
2.10.2.1 Sampling, Testing and Laboratory Services 
2.10.2.2 ODS Requirements for Refrigerant Recycling 
2.10.2.3 Solid Waste Management and Recycling  
2.10.2.4 Non-Regulated Waste Disposal 
2.10.2.5 Regulated Waste Disposal 
2.10.2.6 Universal Waste 
2.10.2.7 Spill Prevention, Containment, and Clean-up 
2.10.2.8 Hazardous Material Management 
2.10.2.9 Protection of Endangered and Threatened Species (Flora and Fauna) 
2.10.2.10 Noise Control 
2.10.2.11 Salvage 
2.10.2.12 Asbestos Containing Material (ACM) 
2.10.2.13 Protection of Cultural Resources 
2.10.2.14 Storm Water Pollution Prevention 
2.10.2.15 Fuel Storage Tanks 
2.10.2.16 Clean Air Act (CAA) 
2.10.2.17 Dewatering 
2.10.3 Sustainable Procurement and Practices 
2.10.3.1 Environmentally Preferable Products 
2.10.3.2 Use of Recovered Materials 
2.10.3.3 Use of Bio-based Products 
2.11 Disaster Preparedness 
2.12 Technical Library 
2.13 Warranty Management 
2.14 Recurring Work Procedures 
2.14.1 Notification to the Government for Work Above the Recurring Work Limitations 
2.14.2 Recurring Work Exhibit Line Item Numbers (ELINs) 
2.15 Non-Recurring Work  
2.15.1 Unit Priced Task (UPT) Work (Non-Negotiated) 
2.15.1.1 Acceptance and Performance 
2.15.1.2 Invoicing and Receiving Payment 
2.15.2 Unit Priced Labor (UPL)Work (Negotiated) 
2.15.2.1 Non-Recurring Work Preparation of Proposals 
2.15.2.1.1 Labor Requirements 
2.15.2.1.2 Material and Equipment Requirements 
2.15.2.2 Issuance of Final Task Order  
2.15.3 Non-Recurring Work ELINS 
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Spec Item Title Description 
2 Management 

and 
Administration 

 

2.1 Definitions 
and Acronyms 

Definitions and Acronyms are listed in J-0200000-01. 

2.2 General 
Information 

 

2.2.1 Government 
Regular 
Working 
Hours 

The Government's regular working hours are from 0700-1600, five days per 
week, Monday through Friday, except observed Federal holidays.  Exceptions 
to the regular hours of operation are detailed in subsequent sections of this 
PWS.  Work in certain annexes or sub-annexes require Contractor continuous 
operations, 24 hours a day, every day of the year including holidays.  The 
performance of other work requirements shall be accomplished within the 
Government’s regular working hours unless the specific work requirement 
specified herein necessitates otherwise.  Any other work outside Government 
regular working hours requires prior KO approval. 

2.2.1.1 Observed 
Federal 
Holidays 

The Government observes the following holidays:  New Year’s Day, Martin 
Luther King Jr.’s Birthday, President’s Day, Memorial Day, Independence 
Day, Labor Day, Columbus Day, Veterans’ Day, Thanksgiving Day, and 
Christmas Day. 

2.2.1.2 Restriction to 
Contractor 
Working 
Hours 

If the Contractor wishes to work outside of the Government's regular working 
hours for the Contractor’s convenience, the Contractor shall submit a written 
Request to Work Outside Government’s Regular Working Hours per Section 
F.  Excludes work to be performed during specified hours. 

2.2.2 Wage 
Determination
s 

Placeholder for Collective Bargaining Agreements, Service Contract Labor 
Standards and Wage Rate Requirements wage determinations provided in J-
0200000-02. 

2.2.3 Requirements 
Hierarchy 

Requirements or definitions specified in each spec item of this contract apply 
to subordinate paragraphs.  For example, requirements shown in spec item 3.1 
would apply to spec items 3.1.1, 3.1.2, 3.1.2.1 and so on. 
 
Likewise, Performance Standards specified at a lower digit level (i.e. spec 
item 3.1.1, 3.1.2, 3.1.2.1) apply when performance is assessed at a higher tier 
(i.e., spec item 3.1) based on the composite work requirements. 

2.3 General 
Administrative 
Requirements 

 

2.3.1 Required 
Conferences 
and Meetings 

The Contractor shall attend administrative and coordination meetings.  The 
Contractor shall provide sign-in sheets and prepare minutes of all meetings 
and submit a copy to the KO, COR and all attendees, within two working 
days, for review and comments.  Comments received within two working 
days shall be incorporated into the minutes and a copy of the final revision 
shall be submitted to the KO, COR and all attendees, within two working 
days, for concurrence.  Historically, there have been approximately four 
meetings per week. 
 
The Contractor shall attend meetings as shown in J-0200000-03. 

2.3.2 Training for 
Maintenance 
and Operation 
of New and 
Replacement 

When construction, renovation, or repair work is performed by means other 
than this contract, the Contractor shall attend Government provided training, 
as applicable, for maintenance and operation of new and replacement systems 
and equipment at no additional cost to the Government. 
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Systems and 
Equipment 

2.3.3 Partnering To increase the likelihood of successful performance of this contract, the 
Government requires cohesive partnerships with its Contractors and 
subcontractors.  Key stakeholders, including the supported commands who 
will receive services, principal individuals from NAVFAC, the performance 
assessment team, and representative(s) of the installation(s) will be invited to 
participate in the partnering process.  Key members of the prime and 
subcontractors teams, including senior management personnel must 
participate.  The partnership will draw on the strength of each organization in 
an effort to achieve quality contract services done right the first time, within 
the contract price, as scheduled, and without any safety mishaps. 
 
Partnering should accomplish three goals: 
- The first goal is to develop a cohesive team with common purpose, 
commitment and established communication processes. 
- The second goal of partnering is contract specific, identifying risks and 
opportunities for the team to address. 
- The third goal is to sustain the Partnership throughout the contract by 
identifying and addressing issues that affect the Partnership. 

2.3.3.1 Formal 
Partnering  

The initial session should be scheduled concurrent with the Pre-Performance 
Conference and held no later than 30 days after award. The initial Partnering 
Meeting will be at least one day in duration and held at a neutral location off 
the installation that is acceptable to the Contractor and to the Government.  
Follow-on sessions should be scheduled every three to six months and 
typically last a half day or less.  The frequency, duration, and locations of 
follow-on sessions should be agreed to by both parties during the initial 
Partnering Meeting.  The Contractor shall pay all costs associated with the 
partnering effort including facilitator, meeting room, and other incidental 
items.  Before the partnering session, the Contractor shall coordinate with the 
facilitator the requirements for incidental items (audio-visual equipment, 
computer(s), two easels, flipchart paper, colored markers, note paper, 
pens/pencils, colored flash cards, etc.) and have these items available at the 
partnering session.  The Contractor will provide copies of any documents 
used for the Partnering Meeting for distribution to all attendees.  The 
facilitator must be acceptable to both the Contractor and the Government.  
The participants shall pay their own costs for meals, lodging, and 
transportation associated with partnering. 

2.3.3.2 Contract 
Partnering 
Administration 

Upon award, the ACO will contact the Contractor, supported command(s), 
Region, and Installation(s) stakeholders, and the performance assessment 
team to discuss implementation of partnering. A partnership agreement, The 
Charter, should be in place as early as possible so issues arising, even before 
work begins, can be resolved using the issues resolution process.  
Replacement of Core Management Team members (stakeholders who 
attended the initial session and manage the contract work day-to-day) is 
discouraged since it will disrupt the synergy that has been developed.  If 
replacement of a team member proves to be unavoidable, a follow-on 
partnering session must be held to officially turn the responsibilities of the 
position over to the new member. 
 
The Core Management Team consisting of the attendees below must be 
present during the initial and all follow-on partnering sessions.  These are the 
core mandatory attendees.  Other stakeholders may attend if they desire or as 
recommended by the partners. 
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2.3.3.3 Contract 

Partnering 
Session 
Attendees 

The Contractor shall bring the necessary personnel to successfully partner on 
this contract.  Asterisk indicates mandatory personnel. 
* President/Vice President 
* Project Manager 
* Quality Manager  
* Site Safety and Health Officer 
* Environmental/Energy Manager 
Sub-contractor Reps 

2.3.4 Permits and 
Licenses 

The Contractor shall obtain all required permits, licenses, and authorizations 
to perform work under this contract and comply with all the applicable 
Federal, state and local laws and regulations.  The Contractor shall submit 
copies of Permits and Licenses per Section F. 

2.3.5 Insurance The Contractor shall submit a Certificate of Insurance per Section F as 
evidence of the existence of the following insurance coverage in amounts not 
less than the amounts specified below in accordance with the FAR Clause 
52.228-5, INSURANCE – WORK ON A GOVERNMENT 
INSTALLATION.  This insurance shall be maintained during the 
performance period. 

2.3.5.1 Certificate of 
Insurance 

The Certificate of Insurance shall provide for at least 30 calendar days written 
notice to the KO by the insurance company prior to cancellation or material 
change in policy coverage.  Other requirements and information are contained 
in the aforementioned insurance clause. 

2.3.5.2 Minimum 
Insurance 
Amounts 

The Contractor shall procure and maintain, during the entire period of 
performance under this contract, the following minimum insurance coverage: 
Comprehensive General Liability:  $500,000 per occurrence 
 
Automobile Liability:  $200,000 per person, $500,000 per occurrence, 
$20,000 per occurrence for property damage 
 
Workmen's Compensation:  As required by Federal and state worker's 
compensation and occupational disease statutes 
 
Employer's Liability coverage:  $100,000, except in states where worker's 
compensation may not be written by private carriers  
 
Other as required by state law 

2.3.6 Protection of 
Government 
Property 

During execution of the work, the Contractor shall protect Government 
property.  The Contractor shall return areas damaged as a result of negligence 
under this contract to their original condition at no cost to the Government. 

2.3.7 Directives, 
Instructions, 
and 
References 

Department of Defense (DoD), Secretary of the Navy (SECNAV), Chief of 
Naval Operations (OPNAV), and other applicable Directives, Instructions, 
and References are listed in J-0200000-04.  The Contractor shall comply with 
the most current version of directives, instructions, and references including 
versions published during the term of the contract. 

2.3.8 Invoicing 
Procedures 

Refer to DFARS Clauses 252.232-7003 titled “Electronic Submission of 
Payment Request.” and 252.232-7006 WIDE AREA WORKFLOW 
PAYMENT INSTRUCTIONS (MAY 2013). 

2.3.9 Forms Forms referenced in this Annex, e.g. accident reporting, and damage 
reporting are included among the Forms in J-0200000-05. 

2.4 Government-
Furnished 
Property 

In accordance with Section H paragraph H.10 Govt-Furnished Property and 
the following paragraphs, the Government will furnish or make available to 
the Contractor certain Government-owned facilities, utilities, materials and 
equipment for use only in connection with this contract as stated below: 
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2.4.1 Government-

Furnished 
Facilities 
(GFF) 

The Government will furnish or make available to the Contractor the facilities 
described in J-0200000-06, and as identified throughout the contract 
document.  The Contractor shall maintain all shops, material storage, 
buildings, structures, and all areas furnished for the performance of this 
contract in a clean, neat, orderly and sanitary condition.  
 
If the Contractor wants to make any modifications or alterations to 
Government furnished facilities, the Contractor shall obtain written approval 
from the KO before beginning work.  All modifications or alterations 
approved by the Government will be made at the expense of the Contractor.  
At the completion or termination of the contract, all facilities shall be returned 
to the Government in the same condition as received, except for reasonable 
wear and tear and for approved modifications or alterations performed. 
 
Government-Furnished Facilities shall not be utilized to accomplish 
maintenance or repairs on Contractor owned vehicles and equipment.    

2.4.2 Government-
Furnished 
Utilities 

The Government will furnish electricity, water and wastewater (sewage) at 
existing outlets required for the work to be performed under the contract at 
the Contractor’s expense.  The Contractor shall provide and maintain, at its 
expense, the necessary service lines from the existing Government outlets to 
the work site.  Provide and maintain backflow prevention devices on 
connections to domestic water lines and electrical transformer provisions on 
connections to electric lines.  Meet all Federal, State, local, and installation 
codes and regulations for backflow prevention devices and electrical 
transformer provisions.  Services required by the Contractor, for which there 
are no available Government outlets, shall be provided by the Contractor at 
no cost to the Government. 
 
The Contractor is responsible for the cost of all utilities at all Government-
provided offices, warehouses and any additional Contractor-owned storage 
facilities, at prevailing Naval Station rates.  The Contractor will be billed 
directly for all utilities provided to all Contractor occupied facilities.  Utility 
rates billed to the Contractor will be at the following rates.  The quantities 
will be estimated where meters are not provided based on UFC 3-401-05N.   
1. Electrical - the current rate for electrical services is $111.824.95 MWH. 
2. Water - the current rate for water is $13.230.21 per KGAL 
3. Sewage - the current rate for sewage services is $14.068.49 per thousand 

gallons, based on 10095% of the water consumption 
 
Variations in Rate: 
 Changes in the utility rates shall not be basis for adjustment to the 

contract price or a claim unless the deviation from the quoted price 
exceeds 15%.  When the utility rates varies by more than 15%, the 
contract price will be adjusted to reflect the amount the actual charge 
exceeds the rate quoted; however, the Government will only be liable for 
the amount of cost exceeding 15% of the rate quoted.  For example, if a 
quoted rate increases by 16%, the Government will only be liable for 1% 
of the rate increase.  Vice versa if the quoted rate decreases by 16%. 

 The rates are subject to change.  
2.4.3 Government-

Furnished 
Material 

Except where otherwise stated, the Government will not furnish materials.  

2.4.4 Government- Except where otherwise stated, the Government will not furnish equipment. 
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Furnished 
Equipment 

2.5 Contractor-
Furnished 
Items 

Except for items identified as Government Furnished, the Contractor shall 
provide all equipment, materials, parts, supplies, components, and facilities to 
perform the requirements of this contract.  The KO may inspect Contractor-
furnished items for adequacy and compliance with contract requirements.  
Inadequate or unsafe items shall be removed and replaced by the Contractor 
at no cost to the Government.  Materials containing asbestos, lead, and 
polychlorinated biphenyls (PCBs) shall not be brought onsite.  Energy 
efficient tools and equipment shall be used when available.  The KO may at 
any time require Samples, Safety Data Sheets (SDS) or Manufacturer’s Data 
Cut Sheets of Materials used in this contract.  

2.6 Management The Contractor shall manage the total work effort associated with the services 
required herein to meet the performance objectives and standards.  Such 
management includes but is not limited to planning, scheduling, cost 
accounting, report preparation, establishing and maintaining records 
(including updating the AS BUILTS), and quality assurance.  The Contractor 
shall provide a staff with the necessary management expertise to ensure 
performance objectives and standards are met. 

2.6.1 Work 
Reception 

The Contractor shall provide the capability to receive, prioritize, correspond, 
and respond to trouble/service orders and task orders during Government 
regular working hours and provide a point of contact at a local or toll free 
number who can perform the above function during other than Government 
regular working hours.  

2.6.2 Work Control The Contractor shall implement all necessary work control procedures to 
ensure timely accomplishment of work requirements, as well as to permit 
tracking and reporting of work in progress.  The Contractor shall plan and 
schedule work to assure material, labor, and equipment are available to 
complete work requirements within the specified time limits and in 
conformance with the quality standards established herein.  Verbal scheduling 
and work status updates shall be provided when requested by the KO.  A 
status update of any item of work shall be provided within 30 minutes of the 
inquiry during regular working hours, and by 0800 the following work day 
for inquiries after regular working hours. 

2.6.3 Work 
Schedule 

The Contractor's work shall not interfere with normal Government business.  
In those cases where some interference is unavoidable, the Contractor shall 
minimize the impact and effects of the interference.  The Contractor shall 
provide advance access of all of its work schedules to the Government.  The 
Contractor shall notify the KO of any difficulty in scheduling work due to 
Government controls or operations. 

2.6.4 Deliverables Records and reports are specified in Sections C, F, H, and I.  The Contractor 
shall submit accurate and complete documents within the required timeframes 
as specified in these Sections.  The Contractor shall revise/modify records 
and reports, as directed by the KO, at no additional cost to the Government. 
 
Except where otherwise specified, all deliverables shall be submitted 
electronically in a Microsoft Office Version 2010 compatible format.  
Deliverable data shall be capable of being sorted by work order number, asset 
number, section, annex/sub-annex, spec item and ELIN/Sub-ELIN or clause. 
 
Government acceptance of deliverables will not relieve the Contractor of the 
responsibility for any error or omission which may exist in the deliverable, as 
the Contractor is responsible for all requirements of this contract. 
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The Contractor shall establish and maintain a secure website for posting an 
electronic copy of all deliverables.  The Contractor shall allow only 
authorized Government and Contractor personnel to access the website.  
Government personnel access shall be limited to viewing and downloading of 
deliverables, but restricted from posting to the website. The Contractor shall 
notify the Government by email whenever there are new or updated 
deliverables posted to the website.  Each deliverable posting on the website 
and each email notification shall include the title of the deliverable, the 
section, annex/sub-annex and spec item number or clause requiring the 
deliverable, and the date and time the deliverable was posted.  All 
deliverables shall be available to authorized Government personnel 24 
hours/day and 365 days/year for the duration of the contract. 
 
The Contractor shall provide status of deliverables per Section F. 

2.6.5 Service 
Interruptions 

If any utilities or other services must be discontinued (even temporarily) due 
to scheduled contract work, the Contractor shall notify the KO, affected 
tenants, and customers at least five working days in advance.  If the 
discontinued service is due to an emergency breakdown the Contractor shall 
notify the KO, affected tenants and customers as soon as practicable. 

2.6.6 Government’s 
Computerized 
Maintenance 
Management 
Systems 
(CMMS) 

MAXIMO is the Computerized Maintenance Management System (CMMS) 
used by the Government for work order history, asset management, and 
condition assessment.  The Contractor shall provide all required data for 
NAVFAC MAXIMO as identified below:  
 
Instructional information detailing the process for submitting the specified 
information for NAVFAC MAXIMO Data Reporting is provided in J-
0200000-07. 
 
Required data fields for Service Provider Information is provided in J-
0200000-08 and Asset Information is provided in J-0200000-09 shall be 
provided for all work performed in Annexes/Sub-annexes 0600000 Port 
Operations, 1502000 Facility Investment, 1602000 Electrical, 1604000 
Wastewater, 1605000 Steam, 1606000 Water, Annex 1700000 Base Support 
Vehicles and Equipment and Annex 1800000 Environmental.   
 
Additional data fields for Utilities assets Specification Information is 
provided in J-0200000-10 and Characteristic Meter Reading Information is 
provided in J-0200000-11. 
 
The Contractor shall provide data for NAVFAC MAXIMO by DIRECT 
ENTRY.  The Contractor shall manually enter required work order and asset 
data directly into NAVFAC MAXIMO.  The Contractor shall ensure all 
information is updated by the end of each workday for all work performed.  

2.6.6.1 System Access Contractor employees shall obtain a CAC in accordance with security 
requirements, successfully complete required training, submit a Systems 
Authorization Access Request (SAAR) Form, and meet all eligibility 
requirements prior to being granted access to the Government’s Maximo.   
The Government will determine the level of access, restrictions, and provide 
user identification, password, and system access URL details when eligibility 
requirements are met.  
 
The Contractor shall submit a complete list of personnel requiring access to 
Government’s Maximo per Section F.  The Contractor shall provide 
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information on each employee as required by Government information 
technology personnel. 

2.6.6.2 Inventories 
and Workload 
Data 

The Contractor shall maintain and keep current all inventories associated with 
any annex in this contract.  The Contractor shall maintain and keep current all 
workload data, such as: service orders, preventive maintenance, preventive 
maintenance incidental repairs, integrated maintenance, integrated 
maintenance repairs, inspection, testing, and certifications, etc.  Current and 
accurate inventories and workload data shall be submitted to the KO per 
Section F.   

2.6.7 Quality 
Management 
System (QMS) 

The Contractor shall establish and maintain a complete QMS program in 
accordance with the provisions specified herein.  The Contractor’s QMS 
program shall provide an effective and efficient means of identifying and 
correcting problems throughout the entire scope of operations. The 
Contractor's QMS program shall address: 
 Accurate documentation of work processes, procedures, and output 

measures. 
 A systematic procedure for assessing compliance with performance 

objectives and standards. 
 Accurate documentation of quality inspections and surveillance conducted 

throughout the execution of work. 
 Assessment-driven corrective actions and process adjustments as 

appropriate in a timely manner. 
2.6.7.1 Quality 

Management 
(QM) Plan 

The Contractor shall develop and submit a QM Plan per Section F.  The QM 
Plan shall describe the QMS methodology and approaches used under this 
contract.  If any changes are made during the period of performance, submit 
to the KO a revised QM Plan for acceptance, prior to implementation. 
 
The Contractor’s QM Plan shall include, at a minimum, the following: 
 Policy and objectives of Quality Management System (QMS) 
 Quality organization 

o List of personnel 
o Responsibilities & lines of authority 
o Training and qualifications 

 Approach to assuring quality of services provided and conformance with 
performance objectives and standards 

 Methods and procedures for effective planning, operation and control of 
processes and performance of work 

 Procedures for inspection and surveillance of services for each spec item: 
o Scheduling and performance of inspection and surveillance 
o Measurement, data collection and analysis 
o Corrective action, preventive action, and continuous improvement 
o Oversight and acceptance of subcontracted work 

 Documentation and records management 
 Communication with Government (customers) 

2.6.7.2 Quality 
Inspection and 
Surveillance 

The Contractor shall establish and maintain an inspection and surveillance 
system in accordance with the FAR Clause 52.246-4, INSPECTION OF 
SERVICES – FIXED PRICE, to ensure that the work performed conforms to 
the contract requirements.  The Contractor shall document and maintain a file 
of all scheduled and performed inspections and surveillances, inspection and 
surveillance results, and dates and details of corrective and preventive 
actions.  The quality inspection and surveillance file shall be the property of 
the Government and made available during the Government’s regular 
working hours.  The file shall be turned over to the KO within five calendar 
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days of termination of the contract. 
2.6.7.3 Quality 

Inspection and 
Surveillance 
Report 

The Contractor shall submit a copy of the Contractor Quality Inspection and 
Surveillance Report per Section F.  The Contractor Quality Inspection and 
Surveillance Report shall include a summary and results of the quality 
inspection and surveillance events performed and assessment-driven 
corrective actions and process adjustments during the previous month.  The 
Government may adjust the frequency of the submittal based on the 
Contractor’s quality of performance. 

2.6.8 Property 
Management 
Plan 

The Contractor shall establish and maintain a plan that meets the contract 
clause requirements of Specification Item 2.4, Government-Furnished 
Property, Materials and Services, of this Annex.  This plan shall identify the 
Contractor’s policies, procedures, and practices in receiving and performing 
physical inventories, repairing and maintaining, preserving and protecting, 
and reporting the disposition of accepted government property in its 
possession.  The Property Management Plan shall be submitted per Section F. 

2.6.9 System and 
Equipment 
Replacement 

The Contractor shall maintain the integrity and performance of existing 
energy saving, water conservation or other sustainability design features of 
systems and equipment in the performance of repair and replacement work.  
Except where otherwise specified, replacement components shall be of the 
same model/style or equivalent as the component being replaced.  Substitutes 
for replacement components must be accepted by the KO prior to use.  The 
KO will furnish available information for the existing systems and equipment. 

2.7 Personnel 
Requirements 

The Contractor shall comply with the personnel requirements stated below:   

2.7.1 Key Personnel The Contractor shall submit a List of Key Personnel and Qualifications per 
Section F.  The Contractor shall provide any additional information requested 
by the KO necessary to certify their qualifications. 
 
The Contractor shall submit an Organizational Chart per Section F showing 
lines of authority of the key personnel and on-site supervisor(s) for this 
contract.  The chart shall include names of personnel and their position title in 
this contract.  As a minimum, include the Project Manager, Quality Manager, 
Site Safety and Health Officer, Environmental/Energy Manager, 
Transportation Manager, WHE Operation and Maintenance Manager, 
Utilities Supervisor, MCSF-BI Site Manager and on-site supervisor(s) and 
who they will report directly to for this contract.  The key personnel shall be 
revised as applicable for the contract. 

2.7.1.1 Project 
Manager (PM) 

The Contractor shall provide a PM and designated alternate, as applicable, 
who has full authority to act for the Contractor on all contract matters relating 
to this contract.  The PM or alternate shall be on-site during the Government's 
regular working hours and shall be available on-site within one hour after the 
Government's regular working hours. 
 
The PM shall have at least five years of experience in managing a workforce 
providing services on contracts of similar size, scope and complexity.  The 
PM shall not be the same person as the Quality Manager, Site Safety and 
Health Officer, Environmental/Energy Manager, Transportation Manager, 
WHE Operation and Maintenance Manager, Utilities Supervisor or MCSF-BI 
Site Manager.  

2.7.1.2 Quality 
Manager 

The Contractor shall provide a Quality Manager whose primary duty and 
responsibility is to prepare and enforce the Contractor’s Quality Management 
System on this contract.  The Quality Manager or designated alternate shall 
be on-site during the Government's regular working hours and shall be 
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available on-site within two hours after the Government’s regular working 
hours.  The Quality Manager must report directly to a senior corporate official 
and shall not report directly to the Project Manager. 
 
The Quality Manager shall have fulfilled the following pre-requisite training 
and experiences before being hired as the Quality Manager under this 
contract:   
 
The Quality Manager shall have at least five years of supervisory experience 
in preparing and enforcing QMS programs on contracts of similar size, scope 
and complexity.  The Quality Manager shall not be the same person as the 
Project Manager, Site Safety and Health Officer, Environmental/Energy 
Manager, Transportation Manager, WHE Operation and Maintenance 
Manager, Utilities Supervisor or MCSF-BI Site Manager.  

2.7.1.2.1 Quality 
Control 
Personnel 

The Contractor shall provide Quality Control personnel whose primary duty 
and responsibility is to enforce the Contractor’s Quality Management System 
on this contract.  The Quality Control personnel shall be on-site during the 
Government's regular working hours.  The Quality Control personnel shall 
report directly to the Quality Manager and shall not report directly to the 
Project Manager. 
 
Quality Control personnel shall have fulfilled the following pre-requisite 
training and experiences before being hired as Quality Control under this 
contract:   
 
Quality Control personnel shall meet or exceed the qualifications, technical 
knowledge and experience requirements specified for the personnel 
performing the work which they will be inspecting and have at least three 
years of experience in enforcing QMS programs on contracts of similar size, 
scope and complexity. 

2.7.1.3 Site Safety and 
Health Officer 
(SSHO) 

The SSHO must meet the requirements of EM 385-1-1 Section 1 and ensure 
that the requirements of 29 CFR 1926.16 are met for the project. Provide a 
Safety oversight team that includes a minimum of one Competent Person at 
each project site to function as the Site Safety and Health Officer (SSHO). 
The SSHO or an equally-qualified Designated Representative/alternate shall 
be on-site at all times when work is being performed to implement and 
administer the Contractor's safety program and government-accepted 
Accident Prevention Plan. The SSHO's training, experience, and 
qualifications shall be as required by EM 385-1-1 paragraph 01.A.17, entitled 
SITE SAFETY AND HEALTH OFFICER (SSHO), and all associated sub-
paragraphs. 
 
A Competent Person shall be provided for all of the hazards identified in the 
Contractor's Safety and Health Program in accordance with the accepted 
Accident Prevention Plan, and shall be on-site at all times when the work that 
presents the hazards associated with their professional expertise is being 
performed. Provide the credentials of the Competent Persons(s) to the 
Contracting Officer for acceptance in consultation with the Safety Office. 
 
The Contractor shall provide a SSHO whose primary duty and responsibility 
is to prepare and enforce the Contractor’s safety program on this contract.  
The SSHO shall have fulfilled the following pre-requisite training and 
experiences before being hired as the SSHO under this contract: 
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The SSHO shall have completed five years of satisfactory experience in 
preparing and enforcing safety programs on contracts of similar size and 
complexity in the past or three years’ experience if he possesses a Certified 
Safety Professional (CSP) or safety and health degree.  The SSHO shall have 
completed the OSHA 30-hour construction safety class or equivalent and 
maintain competency through 24 hours of formal safety and health related 
coursework every four years.  The SSHO shall not be the same person as the 
Project Manager, Quality Manager, Environmental/Energy Manager, 
Transportation Manager, WHE Operation and Maintenance Manager, Fleet 
Readiness Center Southeast Supervisor, Utilities Supervisor or MCSF-BI Site 
Manager.  

2.7.1.4 Environmental
/Energy 
Manager 

The Contractor shall provide an Environmental/Energy Manager whose 
primary duty and responsibility is to ensure Contractor operations adhere to 
the goals and policies of the Environmental Management System, the 
Installation Energy Plan, and other specified Sustainability requirements 
affecting this contract.  The Environmental/Energy Manager shall develop, 
implement and monitor environmental strategies, policies and programs that 
promote sustainable development and examine the contract activities to 
establish where improvements can be made and ensure compliance with 
environmental legislation and energy policy.   
 
The Environmental/Energy Manager shall have a minimum three years’ 
experience in the environmental compliance field and environmental 
procedures similar to those of this contract; familiarity with Environmental 
Management Systems (EMSs); and knowledge of environmental regulations 
and federal energy laws and policy (including energy and water reduction 
requirements and renewable energy requirements) that are applicable to 
operations similar to those of this contract and shall have experience in 
hazardous waste management and hazardous substance spill response.   
 
This Environmental/Energy Manager  shall be trained prior to the start of this 
contract and possess the following: 

1. Site supervisor for spill cleanup in accordance with OSHA 
regulation and 29 CFR 1910 

2. 40 hours HAZWOPER and annual 8 hour refresher training  
3. A minimum of 16 hour course in hazardous material transportation.  

Within 6 months following the start of the contract, the 
Environmental/Energy Manager shall receive annual training in 
SPCC, Storm Water Pollution Prevention, NAVSTA Mayport 
Ashore 8 hour training for HW, 40 CFR 265.16 training for a Large 
Quantity Generator of Hazardous Waste and EPCRA. 

 
The Environmental/Energy Manager shall not be the same person as the 
Project Manager, Quality Manager, Site Safety and Health Officer, 
Transportation Manager, WHE Operation and Maintenance Manager, 
Utilities Supervisor or MCSF-BI Site Manager. 

2.7.1.5 Transportation 
Manager 

The Contractor shall provide an on-site Transportation Operations Manager at 
who shall have authority and responsibility for assuring performance 
objectives and standards identified in Annex 1700000 BSVE are met.  The 
Transportation Operations Manager shall have a minimum of 5 years’ 
experience in managing Transportation Operations in projects of similar size, 
scope and complexity.  The cost of the Transportation Manager shall be 
allocated to Annex 1700000 BSVE recurring work requirements. 

2.7.1.6 WHE The Contractor shall provide a Weight Handling Equipment (WHE) 
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Operation and 
Maintenance 
Manager 

Operation and Maintenance (O&M) Manager with full authority to ensure 
safe and effective crane operations.  The WHE O&M Manager shall have a 
minimum of 10 years of experience involving weight handling equipment 
operation and maintenance.  Five years’ experience must involve supervision 
or management of weight handling equipment personnel and equipment.  The 
cost of the Transportation Manager shall be allocated to Annex 1700000 
BSVE recurring work requirements. 

2.7.1.7 Utilities 
Supervisor 

The Contractor shall provide a Utilities Supervisor whose primary 
responsibility is to ensure all utility systems are operated and maintained in 
accordance with contract requirements. The Utilities Supervisor shall be on-
site during the Government's regular working hours and shall be available on-
site within one hour after the Government's regular working hours. 
 
The Utilities Supervisor shall have a minimum of two years of experience 
with utility systems of similar size and complexity. The Utilities Supervisor 
shall not be the same person as the Project Manager, Quality Manager, Site 
Safety and Health Officer, Environmental/Energy Manager, Transportation 
Manager, WHE Operation and Maintenance Manager or MCSF-BI Site 
Manager. 

2.7.1.8 MCSF-BI Site 
Manager 

The Contractor shall provide an MCSF-BI Site Manager and designated 
alternate, as applicable, who has full authority to act for the Contractor on all 
contract matters relating to the MCSF-BI requirements in this contract.  The 
MCSF-BI Site Manager or alternate shall be on-site at MCSF-BI during the 
Government's regular working hours and shall be available on-site within one 
hour after the Government's regular working hours. 
 
The MCSF-BI Site Manager shall have at least five years of experience in 
managing a workforce providing services on contracts of similar size, scope 
and complexity.  The MSCF-BI Site Manager shall not be the same person as 
the Project Manager, Quality Manager, Site Safety and Health Officer, 
Environmental/Energy Manager, Transportation Manager, WHE Operation 
and Maintenance Manager or Utilities Supervisor. 

2.7.2 Employee 
Requirements 

The Contractor shall provide experienced, qualified, and capable personnel to 
perform the work in this contract.  Personnel shall be fully knowledgeable of 
all safety, environmental, and energy requirements associated with the work 
they perform.  Personnel shall speak, read, and comprehend English to the 
extent that they can perform the contract requirements and comply with 
installation emergency procedures. 

2.7.2.1 Employee 
Certification 
and Training 

The Contractor shall maintain personnel certification, training, and licensing 
records for employee requirements specified herein and within all technical 
annexes/sub-annexes.  Certification, training, and licensing records shall be 
kept current and on file for the duration of the contract including all option 
periods.  Records shall be made available for Government review within 4 
hours of request. 

2.7.2.1.1 Indoctrination 
and 
Environmental 
Training 

The Contractor shall provide initial and follow up environmental awareness 
training for all employees in addition to training required by all applicable 
Federal, state, and local laws, regulations, and executive orders, and with 
base-wide instructions, standards, and permit requirements.  Indoctrination 
and  environmental awareness training shall include topics such as: HM and 
regulate/non-regulated waste management, recycling, solid waste disposal, 
storm water BMPs, general housekeeping procedures, fueling procedures, 
spill prevention and response, natural resources, cultural resources, etc. 

2.7.2.2 Employee The Contractor shall ensure that all employees present a professional 
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Appearance appearance that is appropriate for their position.  The KO reserves the right to 
determine the acceptability of any clothing worn.  All 
Contractor/subcontractor employees working under this contract shall be 
identified by a distinctive nameplate, emblem, or patch attached in a 
prominent place on an outer garment.  Employee identification shall not be 
substituted for station required passes or badges. 

2.7.2.3 Employee 
Conduct 

Contractor employees shall conduct themselves in a proper, efficient, 
courteous and businesslike manner. 

2.7.2.4 Identification 
as Contractor 
Employee 

Contractor employees shall identify themselves as Contractor personnel by 
introducing themselves or being introduced as Contractor personnel and 
displaying distinguishing badges or other visible identification for meetings 
with Government personnel.  All Contractor employees shall appropriately 
identify themselves as contractor employees in telephone conversations and 
in formal and informal written correspondence. 

2.7.2.5 Removal of 
Employees 

The Contractor shall remove from the site any individual whose continued 
employment is deemed by the KO to be contrary to the public interest or 
inconsistent with the best interests of National Security. 

2.7.2.7 Proof of Legal 
Residency 

No employee or representative of the Contractor will be admitted to the site 
of work unless satisfactory Proof of Legal Residency is furnished per Section 
F. 

2.7.3 Enterprise-
wide 
Contractor 
Manpower 
Reporting 
Application 
(eCMRA) 

The following manpower reporting is required by NMCARS 5237.102. 
The Contractor shall report all contractor labor hours (including subcontractor 
labor hours) required for performance of services provided under this contract 
via a secure data collection site.  The contractor is required to completely fill 
in all required data fields using the following web address:  
https://doncmra.nmci.navy.mil. 
 
Per Section F, reporting inputs will be for the labor executed during the 
period of performance during each Government fiscal year (FY), which runs 
October 1 through September 30.  While inputs may be reported any time 
during the FY, all data shall be reported no later than October 31 of each 
calendar year.  Contractors may direct questions to the help desk , linked at 
https://doncmra.nmci.navy.mil. 

2.8 Security 
Requirements 

The Contractor shall comply with all Federal, state, and local security 
statutes, regulations, and requirements.  The Contractor shall become 
acquainted with and comply with all Government regulations as posted, or as 
requested by the KO when required to enter a Government site.  The 
Contractor shall ensure that all security/entrance clearances are obtained. 

2.8.1 Employee 
Listing 

The Contractor shall maintain a current Employee List and submit per Section 
F.  The list shall include employee’s name, supervisor, company, and level of 
security clearance. 

2.8.2 Vehicles The company name shall be displayed on each of the Contractor's vehicles in 
a manner and size that is clearly visible.  All vehicles shall display a valid 
state license plate that complies with State Vehicle Code.  Vehicles shall meet 
all other requirement of the State Vehicle Code, such as safety standards, and 
shall carry proof of insurance and state registration, if applicable. 

2.8.3 Passes and 
Badges 

All Contractor employees shall obtain the required employee and vehicle 
passes.  The Contractor employees must be able to obtain Common Access 
Cards (CAC) in accordance with security requirements.  Each employee shall 
wear the Government issued badge over the front of the outer clothing.  When 
an employee leaves the Contractor's service, the employee's Passes and 
Badges shall be returned within 10 calendar days. 
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Additional Passes and Badges are required for access to Bureau of Medicine 
and Surgery facilities, Port Operation areas, flight line areas, weapons storage 
areas, etc. 

2.8.4 Access to 
Installation 

All Contractor personnel shall obtain access to the installation by 
participating in the Navy Commercial Access Control System (NCACS), or 
by obtaining passes each day from the Base Pass and Identification Office.  
Costs for obtaining passes through the NCACS are the responsibility of the 
Contractor.  One-day passes, issued through the Base Pass and Identification 
Office, will be furnished without charge.   

The Contractor shall furnish a completed EMPLOYMENT ELIGIBILITY 
VERIFICATION (DHS FORM I-9) form for all personnel requesting badges.  
This form is available at http://www.uscis.gov/portal/site/uscis by searching 
or selecting Employment Verification (Form I-9).  Immediately report 
instances of lost or stolen badges to the Contracting Officer. 

2.8.4.1 NCACS 
Program 

NCACS is a voluntary program in which Contractor personnel who enroll, 
and are approved, are subsequently granted access to the installation for a 
period up to one year, or the length of the contract, whichever is less, and are 
not required to obtain a new pass from the Base Pass and Identification Office 
for each visit.   

The Government performs background screening and credentialing.  
Throughout the year the Contractor employee must continue to meet 
background screening standards.  Periodic background screenings are 
conducted to verify continued NCACS participation and installation access 
privileges.  Under the NCACS program, no commercial vehicle inspection is 
required, other than for Random Anti-Terrorism Measures (RAM) or in the 
case of an elevation of Force Protection Conditions (FPCON).   

Information on costs and requirements to participate and enroll in NCACS is 
available at http://www.rapidgate.com/vendors/how-to-enroll or by calling 1-
877-727-4342. 

2.8.4.2 One-Day 
Passes 

Participation in the NCACS is not mandatory, and if the Contractor chooses 
to not participate, the Contractor's personnel will have to obtain daily passes, 
be subject to daily mandatory vehicle inspection, and will have limited access 
to the installation.  The Government will not be responsible for any cost or 
lost time associated with obtaining daily passes or added vehicle inspections 
incurred by non-participants in the NCACS. 

2.8.5 Access to 
Buildings 

The Contractor shall monitor and control access into restricted areas under 
their responsibility, allowing only those individuals who have been properly 
cleared into restricted areas or other controlled access areas.  The Contractor 
shall comply with security requirements, plus those imposed by the 
installation Commander at all times.  Personnel with access to special areas 
will have the appropriate screening and/or security clearance, and personnel 
requiring routine access to restricted areas will wear special badges 
authorizing access for those areas.  Contractor personnel shall not enter 
restricted or controlled areas or installation facilities unless specifically 
authorized in performance of their duties.  The Contractor shall secure all 
buildings and facilities entered during non-duty hours and will secure all 
building and facilities under the Contractor’s cognizance at the end of each 
work day or shift period. 

2.8.6 Access 
Arrangements 

The Contractor shall make all arrangements through the appropriate office 
necessary to obtain access to buildings, facilities and other work areas, and 
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when necessary, arrange for them to be opened and closed by the controlling 
authority.  The Government may issue keys to the Contractor.  The 
Contractor shall use due diligence and be responsible for compromised 
security systems to include replacement costs that result from its action or 
inaction. 

2.8.6.1 Escort 
Arrangement 
for Secured 
Areas 

The Contractor shall make arrangements at least 24 hours in advance for 
Government escort into secured areas requiring escort.  The KO will provide 
information on applicable buildings, spaces and the appropriate point of 
contact. 
 
The Contractor may experience delays while waiting for escorts.  The 
Government estimates the wait period can be up to 60 minutes.  The 
Contractor shall notify the Government Performance Assessment 
Representative (PAR) and appropriate point of contract if an escort is not 
available after 60 minutes and access to accomplish the work is denied.  
Unscheduled requirements, e.g., service orders, may require a longer wait for 
an escort. 

2.8.6.2 Airfield 
Vehicle 
Operations 

Personnel required to operate vehicles on NAVSTA Mayport Air Field, shall 
comply with applicable NAVSTA Mayport instructions, references and 
requirements.  The Contractor shall provide qualified escorts for personnel 
requiring occasional access. 

2.8.7 Security 
Clearances 

The Contractor shall obtain all required corporate and personnel Security 
Clearances prior to commencement of work.  The Contractor shall ensure that 
a list of all personnel with Security Clearances is maintained current, 
including clearances that are pending. 

2.8.8 Access to 
Sensitive 
Unclassified 
Information  

The Contractor personnel whose work involves access to sensitive 
unclassified information shall undergo a National Agency Check 
Investigation (NACI) to verify their suitability.  If the Contractor personnel 
currently have a favorably adjudicated NACI the Contractor shall notify the 
Government Command Security Manager who will validate this in the Joint 
Personnel Adjudication System (JPAS). 
 
The Contractor shall request from the Government for access to the E-QIP 
Direct program for the Contractor employees to complete the SF-85 form on 
line for an NACI.  The Security Manager will determine suitability.  Upon a 
favorable NACI, the Contractor personnel shall provide the completed 
Personnel Security Investigation (PSI) to the Security Manager along with the 
original signed release statements, applicant fingerprint card (FD87), and an 
OF-306 Declaration for Federal Employment per Section F.  The Contractor 
shall be responsible for providing the fingerprint card. 
 
The request shall be renewed annually or for the duration of the contract if 
less than one year. 

2.8.9 Employee 
Status 

The Contractor shall notify the KO of any changes to any employee’s status 
to include, but not limited to, termination, convictions/arrests, adverse actions 
taken on the job for any reason or any other documented misbehavior that 
may affect, or have the potential to affect, security standing in terms of access 
to federal facilities or IT systems. 

2.8.10 Access to 
Navy Marine 
Corp Intranet 
(NMCI) 

The Contractor may be required to access Navy Marine Corp Intranet 
(NMCI).  Prior to being granted access to NMCI, Contractor employees shall 
obtain a CAC in accordance with security requirements, successfully 
complete required training, submit a Systems Authorization Access Request 
(SAAR) Form, and meet all eligibility requirements.  
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2.8.11 Cameras and 

Recording 
Devices 

The introduction or use onboard NAVSTA Mayport of cameras, tape 
recorders, wire recorders or any other type recording device is prohibited 
except: 
a. For official use as may be authorized by a station Department Head or 

resident activity Commanding Officer/Officer-in-Charge or Public 
Affairs Staff. 

b. In private quarters, Bachelor Officer Quarters or Bachelor Enlisted 
Quarters. 

c. For recreational use in designated recreational areas.   
2.9 Contractor 

Safety 
Program 

The Contractor shall develop and implement a Safety Program detailing how 
the Contractor plans, staffs, performs, and controls all safety practices while 
delivering best value services to the Government without any accidents or 
mishaps.  The Contractor’s safety program shall comply with all safety 
standards identified in the U.S. Army Corps of Engineers Safety and Health 
Requirements Manual, EM 385-1-1, UFGS-01 35 26.00 25 , UFGS-01 35 
26.05 25, 29 CFR 1926 and Public Law 91-596, Occupational Safety and 
Health Act.   
 
Any reference to “USACE" facilities, property, or equipment specified in EM 
385-1-1 should be interpreted as Government facilities, property, and 
equipment. 

2.9.1 Subcontractor 
Safety 
Requirements 

Neither Contractor nor any subcontractor shall enter into contract with any 
subcontractor who fails to meet the following requirements.  The term 
subcontractor in the following paragraphs shall mean all subcontractors on 
the project, whether in contract with the Contractor or any subcontractor. 

2.9.1.1 Experience 
Modification 
Rate (EMR) 

No subcontractor on the project shall have an effective EMR greater than 1.10 
when entering into a subcontract agreement with the prime contractor or a 
subcontractor at any tier as computed by the National Council on 
Compensation Insurance (NCCI) or if not available, as computed by the state 
agency’s rating bureau in the state where the subcontractor is registered.  
Prime Contractor may submit a written request for additional consideration to 
the Contracting Officer where the specified acceptable EMR range cannot be 
achieved for a particular subcontractor whose performance is uniquely critical 
to the project.  Relaxation of the EMR range shall only be considered and/or 
granted on a case-by-case basis for special conditions and shall not be 
anticipated as tacit approval.   Contractor’s Site Safety and Health Officer 
(SSHO) shall collect and maintain certified EMR ratings for ALL 
subcontractors on the project and shall make them available to the 
Government at the Government’s request. 

2.9.1.2 OSHA Days 
Away From 
Work, 
Restricted 
Duty, or Job 
Transfer 
(DART) Rate 

No subcontractor on the project shall have a DART rate calculated from the 
most recent, complete calendar year greater than 3.0 when entering into a 
subcontract agreement with the prime contractor or a subcontractor at any 
tier.  The OSHA Dart Rate is calculated using the following formula: 

(N/EH) x 200,000 
where: 

N = number of injuries and/or illnesses with days away, restricted 
work, or job transfer 
EH = total hours worked by all employees during most recent, 
complete calendar year 
200,000 = base for 100 full-time equivalent workers (working 40 
hours per week, 50 weeks per year) 

 
Prime Contractor may submit a written request for additional consideration to 
the Contracting Officer where the specified acceptable OSHA Dart rate range 
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cannot be achieved for a particular subcontractor whose performance is 
uniquely critical to the construction project.  Relaxation of the OSHA DART 
rate range shall only be considered and/or granted on a case-by-case basis for 
special conditions and shall not be anticipated as tacit approval.  Contractor’s 
Site Safety and Health Officer (SSHO) shall collect and maintain self-
certified OSHA DART rates for ALL subcontractors on the project and shall 
make them available to the Government at the Government’s request. 

2.9.2 Accident 
Prevention 
Plan (APP) 

The Contractor shall develop and implement a site Accident Prevention Plan 
(APP).  The APP shall be prepared by the Contractor’s SSHO and shall be 
followed by all Contractor employees, subcontractors, and vendors at each 
service site. 
 
The APP shall follow the format and include all elements addressed in 
Appendix A of EM 385-1-1.  The APP shall incorporate Activity Hazard 
Analyses (AHAs) and compliance plans addressing all applicable Safety and 
Occupational Health (SOH) risks that are relevant to the site specific hazards 
and controls for each activity and type of work that may be encountered in the 
performance of this contract. 
 
The Contractor shall submit an APP for acceptance per Section F.  The 
Contractor shall review, update, and submit revisions to the APP whenever a 
change in work conditions, hazards, or activities occur.  Submittal of the APP 
shall include Activity Hazard Analyses (AHAs) and applicable compliance 
plans, programs, and procedures as specified below. 
 
The Contractor shall not commence work until the APP has been accepted 
and no activity shall be started on site until the applicable AHAs and 
compliance plans have been accepted.  
 
Once accepted by the Contracting Officer, the APP and attachments will be 
enforced as part of the contract.  Disregarding the provisions of this contract 
or the accepted APP will be cause for stopping of work, at the discretion of 
the Contracting Officer, until the matter has been rectified. 

2.9.3 Crane 
Operations 

All operations of Cranes, Multi-Purpose Machines and Material Handling 
Equipment shall comply with EM 385-1-1, NAVFAC P-307, 29 CFR Part 
1910, and 29 CFR Part 1926. 
  
The Contractor shall comply with paragraph 1.7.2 of NAVFAC P-307 and 
notify the Contracting Officer at least 24 hours prior to bringing any crane 
(including delivery vehicles with crane boom attachments), multi-purpose 
machines, material handling equipment, or construction equipment that may 
be used in a crane-like application to lift suspended loads on board a Navy 
Installation.  Written documentation of the last weight test of the crane and all 
related weight handling equipment shall be maintained on site. 
 
A joint verification with the Government representative must be performed to 
ensure that a legible and indelible completed copy of Appendix P, Figure P-1 
of NAVFAC P-307 is maintained on the crane, multi-purpose machine, and 
material handling equipment or construction equipment used in a crane-like 
application to lift suspended loads.  The following certification and testing 
documentation shall be on site prior to entry and use on any Navy 
Installation: 
1) Crane, multi-purpose machine, material handling equipment or 

construction equipment used in a crane-like application to lift suspended 
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load certification 
2) Load testing 
3) Yearly, monthly and daily inspection logs 
4) Rope/sling certifications 
5) Operator certifications/designations 
6) Designation of person performing log inspections 
7) Cranes that are permanently located on a Navy Installation shall have a 

quarterly joint verification. 
2.9.3.1 Crane 

Inspections 
 

The Contractor shall ensure all inspections are performed in accordance with 
EM 385-1-1, NAVFAC P-307, 29 CFR Part 1910, and 29 CFR Part 1926 
(daily, monthly, quarterly, yearly), and retain the current documentation of 
inspections.  Documents shall be kept on site. 
Daily pre-use inspections and testing shall be performed on all load hoisting 
and lowering mechanisms, boom hoisting and lowering mechanisms, 
swinging mechanisms, travel mechanisms (if to be used that day), and safety 
devices.  Cranes that have to be re-rated shall be in accordance with SAE 
Recommended Practices, Crane Load Stability Test Code J765 and 
documentation maintained on site.  The Contractor shall have an operational 
anti-two block device or a two-block damage prevention feature for all points 
of two blocking and a boom hoist disconnect shutoff or hydraulic relief to 
automatically stop the boom hoist when the boom reaches a predetermined 
high angle. 

2.9.3.2 Rigging Gear The Contractor shall ensure rigging gear and below the hook lifting devices 
and personnel comply with the following requirements: 
1) Personnel performing rigging shall have an understanding of all signs, 

notices, and operating instructions, and be familiar with the applicable 
hand signals prescribed by the ASME B30 standard for the type of crane 
in use. 

2) Personnel performing rigging shall be familiar with the rigging 
requirements in EM 385-1-1, NAVFAC P-307, 29 CFR Part 1910, and 29 
CFR Part 1926. 

3) The Contractor shall inspect rigging gear in accordance with EM 385-1-1, 
NAVFAC P-307, 29 CFR Part 1910, and 29 CFR Part 1926 and 
paragraph 1.7.2 of NAVFAC P-307.  Certification records shall be made 
available for review upon request. 

2.9.3.3 Crane 
Operators  

Crane operators shall meet the personnel qualifications requirements in 
paragraph 16.B of EM 385-1-1 and paragraph 1.7.2 of NAVFAC P-307.  For 
mobile cranes with Original Equipment Manufacturer (OEM) rated 
capacitates of 2,000 pounds or greater, designate crane operators as qualified 
by a source that qualifies crane operators (i.e., union, a government agency, 
or an organization that tests and qualifies crane operators). 

2.9.4 Accident and 
Damage 
Reporting 

The Contractor shall notify the Contracting Officer as soon as practical, but 
no more than four hours after any accident meeting the definition of 
Recordable Injuries or Illnesses or High Visibility Accidents, property 
damage equal to or greater than $2,000, or any Weight Handling Equipment 
(WHE) accident.  Notification shall also be provided for any mishap 
occurring in any of the following high hazard areas: electrical (to include Arc 
Flash, electrical shock, etc.); uncontrolled release of hazardous energy 
(includes electrical and non-electrical); weight or load handling equipment 
(LHE) or rigging; fall-from-height (any level other than same surface); and 
underwater diving.  These mishaps shall be investigated in depth to identify 
all causes and to recommend hazard control measures.   
 
Within notification include Contractor name; contract title; type of contract; 
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name of activity, installation or location where accident occurred; date and 
time of accident; names of personnel injured; extent of property damage, if 
any; extent of injury, if known, and brief description of accident (to include 
type of equipment used, PPE used, etc.).  Preserve the conditions and 
evidence on the accident site until the Government investigation team arrives 
on-site and Government investigation is conducted. 
 
The Contractor shall conduct an accident investigation for recordable injuries 
and illnesses, for accidents requiring Medical Treatment, property damage 
accidents resulting in at least $5,000 in damages, and near misses as defined 
in EM 385-1-1, to establish the root cause(s) of the accident.  The Contractor 
shall complete the applicable NAVFAC Contractor Incident Reporting 
System (CIRS), and electronically submit via the NAVFAC Enterprise Safety 
Applications Management System (ESAMS) per Section F.   
 
For any weight handling equipment accident (including rigging gear 
accidents) the Contractor shall conduct an accident investigation to establish 
the root cause(s) of the accident and comply with additional requirements and 
procedures for accidents in accordance with NAVFAC P-307, Section 12.  
The Contractor shall submit a WHE Accident Report (Crane and Rigging 
Gear) per Section F.  No crane operations are allowed to proceed until cause 
is determined and corrective actions have been implemented to the 
satisfaction of the Contracting Officer. 
 
For a near miss, the Contractor shall complete the applicable documentation 
in NAVFAC Contractor Incident Reporting System (CIRS), and 
electronically submit via the NAVFAC Enterprise Safety Applications 
Management System (ESAMS) per Section F. 
 
For a near miss involving crane or rigging operations, the Contractor shall 
report verbally to the Contracting Officer as soon as management becomes 
aware but not later than 4 hours of such event and comply with additional 
requirements and procedures for near-misses in accordance with NAVFAC P-
307, Section 12.  A near miss occurs when an accident was avoided by mere 
chance or when intervention prevented an ongoing sequence of events that 
would have resulted in an accident (e.g. unplanned encroachment, improper 
crane set-up, improperly rigged load, etc.).  The Contractor shall submit a 
Crane and Rigging Gear Near Miss Report per Section F.   

2.9.4.1 Accident 
Reporting and 
Notification 
Criteria 

The following criteria and definitions apply to the accident reporting 
requirements specified above: 
 
Recordable Injuries or Illnesses.  Any work-related injury or illness that 
results in: 

1) Death, regardless of the time between the injury and death, or the 
length of the illness; 

2) Days away from work (any time lost after day of injury/illness 
onset); 

3) Restricted work; 
4) Transfer to another job; 
5) Medical treatment beyond first aid; 
6) Loss of consciousness; or 
7) A significant injury or illness diagnosed by a physician or other 

licensed health care professional, even if it did not result in (1) 
through (6) above. 
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High Visibility Accident. Any mishap which may generate publicity or high 
visibility. 
 
Medical Treatment. Treatment administered by a physician or by registered 
professional personnel under the standing orders of a physician. Medical 
treatment does not include first aid treatment even through provided by a 
physician or registered personnel. 
 
WHE Accident.  A WHE accident occurs when any one or more of the eight 
elements in the operating envelope fails to perform correctly during 
operation, including operation during maintenance or testing resulting in 
personnel injury or death; material or equipment damage; dropped load; 
derailment; two-blocking; overload; or collision, including unplanned contact 
between the load, crane, or other objects. A dropped load, derailment, two-
blocking, overload and collision are considered accidents, even though no 
material damage or injury occurs. A component failure (e.g., motor burnout, 
gear tooth failure, bearing failure) is not considered an accident solely due to 
material or equipment damage unless the component failure results in damage 
to other components (e.g., dropped boom, dropped load, roll over, etc.)  

2.9.5 Fire Protection The Contractor shall know where fire alarms are located and how to activate 
them.  The Contractor shall handle and store all combustible supplies, 
materials, waste and trash in a manner that prevents fire or hazards to persons, 
facilities, and materials.  Contractor employees operating critical equipment 
shall be trained to properly respond during a fire alarm or fire in accordance 
with activity instructions. Fire Marshall noted deficiencies shall be corrected 
on a priority basis. 

2.9.6 Monthly On-
Site Labor 
Report  

The Contractor shall submit a Monthly On-Site Labor Report per Section F.  
This report is a compilation of employee-hours worked each month for all site 
workers, both prime and subcontractor. 

2.9.7 OSHA 
Citations and 
Violations 

The Contractor shall correct violations and citations promptly and provide a 
copy of each OSHA citation and OSHA report with written OSHA Citations 
and Violations Corrective Action Report per Section F. 

2.9.8 Safety 
Inspections 
and 
Monitoring 

The Contractor shall conduct inspections of its work areas, job sites, and 
work crews every day work is being performed to ensure that all Contractor 
operations are being conducted safely.  These inspections shall ensure:  The 
site is safe and free of job-site hazards  

 Proper PPE is being utilized and worn.  
 Safe work practices and processes are being followed. 
 Workers are familiar with the hazards covered in the respective 

AHA for that work activity.  
 All equipment and tools are in good condition and being used safely. 

 
The Government reserves the right to inspect and monitor Contractor 
operations for safety compliance.  In general, the Government approach will 
be to conduct Performance Assessment on the quality and effectiveness of the 
Contractor’s safety program.   The Government reserves the right to stop any 
work activity when it deems danger is imminent.  Contractor personnel shall 
work in a safe manner and comply with all applicable safety regulations.  The 
Contractor shall be subject to safety inspections of its work sites by the 
Government.  Contractor safety records shall be available to the KO upon 
request. 
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Whenever the KO becomes aware of any safety noncompliance or any 
condition which poses a serious or imminent danger or hazard to the health or 
safety of the public or Government Personnel, the KO will notify the 
Contractor orally, with written confirmation, and request immediate 
corrective action.  This notice, when delivered to the Contractor’s 
representative or SSHO, shall be deemed sufficient notice of noncompliance 
and that corrective action is required.  After receiving this notice, the 
Contractor shall immediately take corrective action.  If the Contractor fails, 
delays, or refuses to promptly take corrective action, the KO may issue a stop 
work order for all or part of the services or work until satisfactory corrective 
action has been taken.  Whenever such a stop work order has been issued, the 
Contractor shall waive all equitable adjustments to the contract related to the 
stop work ordered issued.  The Contractor shall include this requirement in all 
of its subcontracts and vendor contracts in support of contract safety. 

2.9.9 Safety 
Certification 

The Contractor shall submit copies of all the required Federal, state, county, 
city and industry Safety Certifications for work performed under this contract 
per Section F.   These certifications shall be kept up to date by the Contractor.  
The Contractor shall submit new versions of certifications as the old 
certifications expire.  No work, that requires a certification, shall start without 
a valid and approved certification. 

2.9.10 Safety Apparel 
on Jobsites 

The Contractor personnel shall wear appropriate high-visibility safety apparel 
(garment, vest, or harness of retro-reflective and fluorescent material) 
meeting ANSI/ISEA 107-2010 requirements.  Appropriate garment shall be 
based on the worker hazards and tasks, complexity of the work environment 
or background, and vehicular traffic and speed.  As a minimum, the 
Contractor personnel shall wear ANSI/ISEA 107-2010 Class 2 compliant 
apparel. 

2.9.11 Emergency 
Medical 
Treatment 

Contractors will arrange for their own emergency medical treatment.  The 
Government has no responsibility to provide emergency medical treatment. 

2.10 Environmental 
Management 
and 
Sustainability 

The Contractor shall perform work under this contract consistent with the 
following Environmental Management System (EMS) goals and policy. 
Goals: 

 Reduce purchase and use of toxic and  hazardous materials; 
 Expand purchase of green products and services; increase recycling; 
 Reduce energy and water use; 
 Increase use of alternative fuels and renewable energy; 
 Integrate green building concepts in major renovations and new 

construction; 
 Prevent pollution at the source; and 
 Continual improvement. 

Policy: 
 Protect public health and the environment by being an 

environmentally responsible member of the community; 
 Preserve our natural, historic and cultural resources; 
 Conserve natural resources by reducing what we discard, reusing 

items, and recycling materials, which includes purchasing products 
made from recycled materials; 

 Integrate sound environmental practices into all our operations and 
business decisions; Integrate environmental protection requirements 
and pollution prevention initiatives into the early planning, design 
and procurement of facilities, equipment and material, as well as the 
planning and implementation of military training activities; 
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 Prevent or minimize pollution at its source as we seek out ways to 
eliminate or further minimize use of hazardous materials and 
generation of hazardous waste; 

 Maintain a sound partnership with regulatory agencies to sustain our 
compliance with existing and new environmental laws and 
regulations; 

 Enhance our program as we develop and implement an 
Environmental Management System; and 

 Adhere to this policy, remind one another to do so, and ensure that 
our entire community knows this is our policy by our actions as well 
as our words. 

 
The Contractor shall maintain monitoring and measurement information to 
address the EMS goals and policy and provide the EMS Goals and Policy 
Measurement Information to the KO when requested.  In the event an EMS 
nonconformance or environmental noncompliance associated with the 
contracted services, tasks, or actions occurs, the Contractor shall take 
corrective and/or preventative actions, assume legal and financial liability for 
the noncompliance and take corrective action immediately to remedy the 
noncompliance.  The Contractor shall ensure that its employees are aware of 
their roles and responsibilities under the EMS and how these EMS roles and 
responsibilities affect work performed under the contract. 

2.10.1 Energy 
Management 
Program 

The Contractor shall comply with the installation's energy management 
program.  The Contractor Environmental/Energy Manager, or designee, shall 
represent the Contractor’s interest at all meetings of the activity’s Energy 
Management Board.   
 
The Contractor shall comply with the Navy Region Southeast Instruction 
4101.1 and in accordance with Executive Orders, Acts of Congress and other 
directives, instructions and regulations. This is to include, but is not limited 
to, the Energy Policy Act of 2005, Executive Orders 13423 and 13693, 
Energy Independence and Security Act of 2007, SECNAV Instruction 
4100.9A, and OPNAV Instruction 4100.5E.  The Contractor PM shall 
represent the Contractor's interest at all meetings of the activity's Energy 
Management Board. Use of high energy consuming tools or equipment shall 
be approved by the KO. The Contractor shall use life-cycle cost analysis in 
making decisions about investments in products, services, construction and 
other projects to lower Federal Government's costs and reduce energy 
consumption. The Contractor shall elect lifecycle cost effective Energy Star 
and other energy-efficient products when acquiring energy-using products. 
For product groups where Energy Star labels are not yet available, select 
products that are in upper 25 percent of energy efficiency as designated by the 
Federal Energy Management Program 
 
The Contractor superintendent shall represent the Contractor's interests at all 
meetings of the activity's Energy Conservation and Resource Management 
Committee. 
 
Navy Region Southeast Instruction 4101.1 is provided in J-0200000-12. 
 
The Contractor shall attend periodic meetings with the Installation Energy 
Manager, where energy and water efficiency goals and project status will be 
discussed to ensure that any Contractor work complements and optimizes 
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efficiency efforts. 
2.10.1.1 Water 

Conservation 
Plan 

The Contractor shall develop, submit and implement a Water Conservation 
Plan per Section F. 

2.10.1.2 Energy 
Efficient 
Products 

The Contractor shall use life-cycle cost analysis in making decisions about 
investments in products, services, construction and other projects to lower 
Federal Government’s costs and reduce energy consumption.  The Contractor 
shall elect lifecycle cost effective Energy Star and other energy-efficient 
products when acquiring energy-using products.  For product groups where 
Energy Star labels are not yet available, select products that are in upper 25 
percent of energy efficiency as designated by the Federal Energy 
Management Program.  Use of high energy consuming tools or equipment is 
subject to approval by the KO prior to use. 

2.10.2 Environmental 
Protection 

The Contractor shall comply with all applicable Federal, state, and local laws, 
regulations, and executive orders, and with DoD, Navy and base-wide 
instructions, standards, and permit requirements.  All environmental 
protection matters shall be coordinated with the KO.  Inspection of any of the 
facilities operated by the Contractor may be conducted by the Installation 
Environmental Division, or authorized officials on a no-notice basis.  The 
Contractor shall comply with the instructions of the cognizant Navy Medical 
Department with respect to avoidance of conditions which create a nuisance 
or which may be hazardous to the health of military or civilian personnel.  
The Contractor is responsible for ensuring that its employees receive 
applicable environmental and occupational health and safety training, and are 
kept up to date on regulatory required specific training for the type of work to 
be conducted onsite.  All on-site Contractor personnel, and their 
subcontractor personnel, performing tasks that have the potential to cause a 
significant environmental impact shall be competent on the basis of 
appropriate education, training or experience. 

2.10.2.1 Sampling, 
Testing and 
Laboratory 
Services 

The Contractor shall develop a written training plan and documentation of 
training for all sampling, testing, and laboratory personnel to demonstrate 
technical proficiency.   
 
The Contractor shall develop a written sampling plan for each sampling event 
and submit to the KO and COR.  The sampling plan shall summarize what 
will be sampled, the sampling equipment expected to be used and the number 
and location of samples expected to obtain a representative sample.  The 
Contractor shall re-sample, test and obtain laboratory analysis upon request 
and submit results to the KO and COR, at no additional cost to the 
Government. 
 
The Contractor shall provide collection and analytical testing of samples in 
accordance with the latest version of the test methods set forth in 40 CFR 
261, 40 CFR 262,or Test Methods for evaluating Solid Waste, 
Physical/Chemical Methods, EPA Publication SW0846 and State of Florida, 
Department of Environmental Protection Sampling SOPs.  
 
Laboratory shall be certified by the State of Florida Department of Health for 
the specific analytical procedure in accordance with all Federal and State 
regulations.  Analytical reports shall be in the format described in the Florida 
Administrative Code (FAC) 62-160. 

2.10.2.2 ODS 
Requirements 

The Contractor shall comply with all federal, state and local environmental 
laws and regulations, and specifically requirements of Sections 608 and 609 
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for Refrigerant 
Recycling 

of the Clean Air Act Amendments (CAAA) of 1990, 40 Code of Federal 
Regulation Part 82 (40 CFR 82) and of paragraph 22-3.6 (Management of 
Ozone-Depleting Substances) of OPNAVINST 5090.1 Environmental 
Readiness Program Manual, and Navy ODS Advisory 96-02 Refrigerant Leak 
Repair and Record Keeping as pertaining to this contract. 
 
Technicians shall be certified through an EPA approved program. Copies of 
their certifications shall be maintained at the employee’s place of business 
and carried as a wallet card by the technician.  All certificates shall be legible.  
Certifications shall be for the type of equipment they will be using (Universal 
Certification is preferred).  Contracting Officer (KO) shall be provided a copy 
of all certificates.  Contractor shall use only EPA approved refrigerant 
recovery equipment.  A list of equipment including name of manufacturer, 
model number, serial number, date manufactured  and a list of names of EPA 
Certified Technicians shall be provided at start of contract and whenever 
requested by KO. 
 
Recordkeeping shall document and demonstrate contractor compliance with 
regulatory and Navy requirements cited above.  A Government ODS 
Tracking and Inventory System (OTIS) database will be provided for 
contractor use.  Contractor may choose to use a commercially available ODS 
recordkeeping and tracking software if it provides similar recordkeeping and 
is deemed acceptable to the KO.  Other methods of maintaining and tracking 
ODS recordkeeping requirements and compliance demonstration may be 
presented for consideration in lieu of using one of the above cited software if 
it meets regulatory recordkeeping requirements and is approved by KO.  All 
records for work on refrigerant equipment shall contain at a minimum, the 
date, the technician’s name, certification ID, equipment identifier and 
location, work performed, amount of refrigerant added or removed, and final 
determination of equipment status.  
 
A complete, up to date inventory of refrigerant containing equipment 
(maintained under this contract and Contractor owned) on board the 
installation shall be maintained at all times.  The contractor is responsible for 
updating all recordkeeping software and for maintaining accurate and up to 
date refrigerant records.  Contractor shall provide the KO with an updated 
copy of OTIS database or representative software data files quarterly and at 
conclusion/termination of contract.  Contractor’s ODS records shall be 
readily available for inspection by government and regulators.  
 
Records shall be maintained on all refrigerant removal operations performed 
prior to small appliance or motor vehicle air condition appliance disposal. 
The recovery date, technician’s name and a statement that all refrigerant and 
oil that had not previously leaked was removed in accordance with 40 CFR 
82 shall be included in the disposal records.  A weather resistant label or tag 
shall be placed on units pending disposal stating harmful refrigerants and oil 
have been removed from the unit in compliance with Section 608 of the 
CAA.  The label or tag shall provide the company name & address, technician 
name, phone number, and date refrigerant was removed. 
 
Records shall be kept for all maintenance and refrigerant recovery 
operations/services performed on equipment that normally contains 50 
pounds or more refrigerant.  Data to be included in records shall include date 
leak discovered (if applicable),  service/repair date, technician’s name,  
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service/repair description, amount of refrigerant recovered prior to 
servicing/repairing beginning, and amount of  refrigerant added (final charge) 
upon completion of repairs.  Leaks are to be repaired whenever identified on 
refrigerant equipment.  Satisfactory leak repair verification tests shall be 
performed and documented within 30 days of repair.   Support documents 
such as Job Orders, Service Tickets, and Preventive Maintenance Tickets 
shall be maintained for all units. The base environmental office must be 
notified immediately if a repair cannot be made within 30 days of discovery 
of a leak, so notification can be made to the EPA.   
 
The Contractor is responsible for performing all leak rate calculations for 
equipment normally containing 50 pounds or greater of refrigerant per 40 
CFR Part 82.166.  Leak rate calculations shall be performed every time 
refrigerant is added to the equipment.  OTIS or the other approved 
recordkeeping system shall be used to calculate leak rates.  The base 
environmental office shall be notified if the leak rate for a piece of equipment 
ever exceeds 15% for a 12 month period.   
 
Records detailing accidental venting of ODS are maintained; these records 
shall include as a minimum the date, type, location, amount vented, and 
reason for venting. 
 
Records detailing the type and amount of refrigerant purchases shall be kept. 
 
Excess class I and II (e.g., R11, R12, R22, R113, R114, R500, R502) ODS 
shall be returned to the Defense Logistics Agency (DLA), in accordance with 
Department of Defense (DoD) Ozone Depleting Substances (ODS) Turn-in 
Procedures.  Contact DLA for the latest turn-in procedures.  As per above 
procedure, all reclaimed refrigerants cited above shall be stored in approved 
DLA containers, made for the intended purpose and transported by the 
Contractor to the Defense Logistics Agency (DLA) as instructed in the  
procedure. 
 
Once the contractor has delivered the refrigerant to DLA in Richmond, 
contractor shall provide to the Contracting Officer (KO) a shipping document 
stating the amount and type of refrigerant received by DLA. This document 
shall contain the date and time received, name, phone number, and signature 
of the person who received the refrigerant.    

 
DLA Richmond Address is: 

Defense Depot Richmond Va. (DDVA) SW0400 
Cylinder Operations 8000 Jefferson Davis Highway 

Richmond, Virginia 23297-5000 
 
All refrigerant shall be turned into DLA or returned to the government.  
Under no circumstances shall any refrigerant be turned over to a contractor as 
payment or for disposal.  All refrigerant is a Navy Commodity that must be 
returned to the government.   
 
All ODS records shall be submitted to the Government within four hours of 
request.    

2.10.2.3 Solid Waste 
Management 
and Recycling  

The Contractor shall comply with NAVSTA Mayport’s Solid Waste 
Management Plans and OPNAVINST 5090.1 series for Contractor generated 
waste.  The Contractor shall submit Solid Waste Management Reports to the 
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KO and COR within three months after start of contract performance and by 
annually (by October 10th) thereafter.  Solid Waste Management Reports 
Form provided in J-0200000-05. 
 
The Contractor shall recycle concrete, scrap metal, tires, wooden pallets, 
cardboard, asphalt, yard waste and submit quarterly reports to the KO and 
COR with recycling weight ticket receipts. 

2.10.2.4 Non-RCRA 
Regulated 
Waste 
Disposal 

The Contractor shall dispose all wastes in accordance with all applicable 
Federal, state, and local laws, regulations, and executive orders, and with 
base-wide instructions, standards, and permit requirements.   
 
All non-RCRA regulated waste shall be disposed of in accordance with all 
applicable Federal, state, and local laws, regulations, and instructions, such 
as: 40 CFR, SOPA (ADMIN) MYPTINST 5090.1, etc. 
 
Disposal of all non-regulated debris and rubbish resulting from the work 
under this contract shall comply with the federal regulations in 40 CFR Part 
258 (Subtitle D of RCRA), or equivalent state regulations and be disposed of 
at appropriate off installation waste handling facilities. 
 
The Contractor shall reimburse the Government for all waste disposed of via 
NAVSTA Mayport’s permitted Part B Facility, as described in Spec Item 
2.10.2.6. 

2.10.2.5 Regulated 
Waste 
Disposal 

The Contractor shall dispose of regulated waste in accordance with the 
Resource Conservation and Recovery Act and all other applicable Federal, 
state and local laws, regulations and instructions, such as: 40 CFR, SOPA 
(ADMIN) MYPTINST 5090.1, etc.   
 
All regulated waste shall be disposed of through NAVSTA Mayport Part B 
Facility.  The Contractor shall reimburse the Government for all waste 
disposed of via NAVSTA Mayport’s permitted Part B facility.  The current 
rate for disposal of both regulated and non-regulated waste is $1.3625 per 
pound plus a 5.5% surcharge.   
 
Variations in Rate: 
 Changes in the disposal rates shall not be basis for adjustment to the 

contract price or a claim unless the deviation from the quoted price 
exceeds 15%.  When the disposal rates varies by more than 15%, the 
contract price will be adjusted to reflect the amount the actual charge 
exceeds the rate quoted; however, the Government will only be liable for 
the amount of cost exceeding 15% of the rate quoted.  For example, if a 
quoted rate increases by 16%, the Government will only be liable for 1% 
of the rate increase.  Vice versa if the quoted rate decreases by 16%. 

 The rates are subject to change.   
 
The Contractor shall provide waste stream determinations, as required by 40 
CFR 262.11 and complete Waste Stream Determination forms for each of the 
Contractor’s processes that generates regulated waste.  Waste Stream 
Determination forms shall be submitted to the KO within 30 calendar days 
prior to start of contract performance and within 14 days of identification of 
any new waste stream.  

2.10.2.6 Universal 
Waste 

The Contractor shall collect and manage all Universal Waste generated under 
the performance of this contract in accordance with the applicable Federal, 
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state and local laws, regulations and instructions, such as: 40 CFR, SOPA 
(ADMIN) MYPTINST 5090.1, etc.  Universal Waste shall be disposed of 
through NAVSTA Mayport Part B Facility.  The Contractor shall reimburse 
the Government for all waste disposed of via NAVSTA Mayport’s permitted 
Part B Facility, as described in Spec Item 2.10.2.6. 

2.10.2.7 Spill 
Prevention, 
Containment, 
and Clean-up 

The Contractor shall identify, clean-up and control contractor caused 
hazardous substance spills according to the regulations set forth by all 
applicable Federal, State, and local regulatory agencies, NAVSTA Mayport 
Hazardous Waste Management Plans, Spill Prevention, Control, and 
Countermeasure Plans, and Facility Response Plans and SOPA (ADMIN) 
MYPTINST 5090.4 series at no additional cost to the Government. 
 
The Contractor shall report all fuel and hazardous substance spills on 
NAVSTA Mayport within 15 minutes of discovery to the Regional Dispatch 
Center by dialing 911 from a station landline.  If calling from a device not 
connected to a station landline, notify the emergency dispatcher you are 
calling from NAVSTA Mayport and you will be transferred to the Regional 
Dispatch Center.  The Contractor shall notify the KO as soon as possible but 
not more than 24 hours after spill.  Spill report shall be submitted within 48 
hours per Section F.    

2.10.2.8 Hazardous 
Material 
Management 

The Contractor shall support the Consolidated Hazardous Material 
Reutilization and Inventory Management Program (CHRIMP). 
 
The Contractor shall submit an Emergency Planning and Community Right to 
Know Act (EPCRA) Report and Contractor Hazardous Material Inventory 
Log per Section F. 
 
The Contractor shall per EPCRA Section 312 and 313, maintain Process 
Material Logs, and provide annual reports necessary for the Government to 
prepare EPCRA reports.  Annual submittals shall be reported for the 
Contractor’s operations at each installation.  Information shall be controlled at 
a centralized point.  Update Process Material Logs monthly or as needed.  
Based on the information tracked with the Process Material Logs, estimate 
the average amount of each material stored throughout the year.  The 
Contractor shall submit the Process Material logs in electronic database or 
spreadsheet, compiled for the year; and forward information to the KO and 
NAVSTA Mayport Environmental annually by January 15th for each 
previous calendar year.  Separate Process Material Logs from different 
Contractor shops, departments or personnel are not acceptable. Directions for 
process material log sheets provided in J-0200000-05. 
 
The Contractor shall comply with all requests for participation to support 
EPCRA reporting requirements information per sections 304 Emergency 
Notification, sections 311 and 312 Community-Right-To Know and 313 
Toxic Chemical Release Reporting of EPCRA and 40 CFR 370.  Reporting 
shall include and indicate whether the hazardous chemical that would 
normally be exempted under EPCRA requirements shall be done regardless 
of the amount or threshold planning quantity.  Exemptions allowed by 
EPCRA or DOD policy do not apply for data collection and information 
reporting by the Contractor.  Sample hazardous material log sheets provided 
in J-0200000-05 
 
The Contractor shall report, per (CERCLA) Hazardous Substance Releases:  
Per 40 CFR 300 and 355, if in the course of Contractor operations, an EHS or 
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CERCLA hazardous substance is released or spilled, report the release to the 
KO, NAVSTA Mayport Fire Department, and NAVSTA Mayport 
Environmental within 30 minutes.  Provide all requested additional 
information in support of the affected base. Call 911 for emergency releases.  
The Contractor shall provide written reports to KO and NAVSTA Mayport 
Environmental Department within 48 Hours. 
 
The Contractor shall receive approval from the KO prior to bringing 
hazardous material on Government Property or prior to any other use in 
conjunction with this contract.  For approval to use any hazardous material, 
allow a minimum of 10 working days for processing the request.  The 
Contractor shall post Safety Data Sheets (SDS) at the worksite where the 
products are being used.  The Contractor shall maintain a hazardous material 
usage log along with SDS’ for all hazardous materials used in performance of 
this contract.  A HAZMAT Inventory and Use Log shall be completed and 
submitted to the KO, COR and NAVSTA Mayport Environmental Division 
monthly.  Should the Government determine that a chemical the Contractor 
will use needs to be tracked; the Government may direct the Contractor to 
submit additional information in order to fulfill reporting requirements. 
 
The Contractor shall ensure that procedures are in place to deal with 
hazardous materials, pursuant to the FAR Clause 52.223-3, HAZARDOUS 
MATERIAL IDENTIFICATION AND MATERIAL SAFETY DATA.  
These provisions are included in 29 CFR 1910.1200 and OPNAV INST 
4110.2, and can be viewed at the NAVSTA Mayport Safety Office. 
 
Notwithstanding any other hazardous material used in this contract, 
radioactive materials or instruments capable of producing ionizing/non-
ionizing radiation (with the exception of radioactive material and devices 
used in accordance with EM 385-1-1 such as nuclear density meters for 
compaction testing and laboratory equipment with radioactive sources) as 
well as materials which contain asbestos, mercury or polychlorinated 
biphenyls, di-isocyanates, lead-based paint are prohibited.  The Contracting 
Officer, upon written request by the Contractor, may consider exceptions to 
the use of any of the above excluded materials.  Low mercury lamps used 
within fluorescent lighting fixtures are allowed as an exception without 
further Contracting Officer approval.  Notify the Radiation Safety Officer 
(RSO) prior to excepted items of radioactive material and devices being 
brought on base. 

2.10.2.9 Protection of 
Endangered 
and 
Threatened 
Species (Flora 
and Fauna) 

The Contractor shall not disturb endangered and threatened species and their 
habitat.  The Contractor shall carefully protect in-place and report 
immediately to the KO endangered and threatened species discovered in the 
course of work.  The Contractor shall stop work in the immediate area of the 
discovery until directed by the KO to resume work. 

2.10.2.10 Noise Control The Contractor shall comply with all applicable Federal, state and local laws, 
ordinances, and regulations relative to noise control.  

2.10.2.11 Salvage All material and equipment removed or disconnected that is sound and of 
value shall remain the property of the Government.  The Contractor shall 
deliver this material and equipment at the Contractor's expense to the 
locations specified by the KO. 

2.10.2.12 Asbestos 
Containing 
Material 

Asbestos containing insulation, flooring, and other building materials may be 
encountered by the Contractor during the performance of work under this 
contract, and the Contractor shall remain alert to this possibility.  If ACM is 
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(ACM) encountered or suspected in the performance of work, the Contractor shall 
avoid removing, sanding, abrading, or disturbing the material.  The 
Contractor shall verbally notify the KO within one hour and follow-up with 
written ACM Notification within 24 hours. 

2.10.2.13 Protection of 
Cultural 
Resources 

The Contractor shall not disturb any areas identified to contain cultural 
resources.  The Contractor shall carefully protect in-place and report 
immediately to the KO cultural resources discovered in the course of work.  
The Contractor shall stop work in the immediate area of the discovery until 
directed by the KO to resume work 

2.10.2.14 Storm Water 
Pollution 
Prevention 

Discharge to the storm water system of hazardous substances or anything 
other than storm water or de-chlorinated potable water shall not be permitted 
under any circumstances.  Store hazardous materials in a centralized location 
indoors, undercover, or in lockers that prevent contact with storm water.  
Locate storage areas away from drains.  Collect and properly dispose non-
regulated construction wastes, trash and debris throughout the site at least 
once a day and before storm events 

2.10.2.15 Fuel Storage 
Tanks 

Prior to bringing fuel storage tanks on NAVSTA Mayport, the Contractor 
shall submit tank specifications and obtain written approval from the KO and 
NAVSTA Mayport Environmental.  All fuel tanks shall comply with 
NAVSTA Mayport SPCC Plan.  The Contractor shall maintain, inspect and 
test Contractor owned tanks in accordance with NAVSTA Mayport SPCC 
Plan. 
 
The Contractor shall maintain two files for each tank.  One file shall include 
monthly inspections and annual sensor tests.  The second file shall include all 
repairs/modifications made to the tank(s).  Any repairs regardless of who 
performs repairs to the tank systems shall be documented in the tank file for 
future review.  The files shall be the property of the Government and made 
available during the Government’s regular working hours.  The files shall be 
turned over to the KO within five calendar days of termination of the 
contract. 

2.10.2.16 Clean Air Act 
(CAA) 

The Contractor shall comply with CAA reporting requirements established by 
the NAVSTA Mayport Title V Air Operation Permit.  The Contractor shall 
track Hazardous Air Pollutants on a monthly rolling average and submit semi-
annual reports to the KO, COR, NAVSTA Mayport Environmental Division, 
City, State and EPA. 
 
The Contractor shall provide Hazardous Air Pollutant (HAP) monthly data, 
including Subcontractors, for application of coatings, solvents (including 
stripping solvents), adhesives, and other volatile organic compounds and/or 
HAPs containing material to miscellaneous parts in booths, buildings, hangars 
, ships, and open air surface coating operations.  The Contractor shall track all 
Hazardous Air Pollutants (HAPs) used in contract maintenance and repair 
operations. Sample form provided in J-0200000-05. 

2.10.2.17 Dewatering The Contractor shall obtain all required permits from the Florida Department 
of Environmental Protection for any draining or discharge of groundwater to 
surface water, including to a conveyance that connects to surface water.   
 
The Contractor shall submit a Dewatering Plan to the KO and COR for with a 
site map and indicate type of pumping system, planned duration, pump 
capacity, sediment controls, and discharge point for review and acceptance, 
per Section F.   
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The Contractor shall obtain all required permits from the St. Johns River 
Water Management District for groundwater withdrawal that is not otherwise 
exempt by regulation.  Appropriate sediment and turbidity controls shall be 
maintained for the duration of the discharge. 

2.10.3 Sustainable 
Procurement 
and Practices 

The Contractor shall develop, submit, and implement a Sustainable 
Procurement and Practices Plan per Section F.  This plan shall identify how 
the Contractor will comply with all applicable Federal, state and local laws 
and regulation, including E.O. 13693, Installation Energy Management 
Program and Water Conservation Programs and energy reduction 
requirements.  The plan shall specifically address the following components: 

 Recycled Contents Products 
 Energy/Water efficiency 
 Energy Efficient Tools and Equipment 
 Alternate Fuels and Alternate Fuel Vehicles 
 Bio-based Products 
 Non-Ozone Depleting Products 
 Environmental Preferred Products and Services 
 Low/Non-Toxic and Hazardous Materials 

 
The Contractor shall submit an annual Sustainable Delivery of Services 
Report per Section F. 

2.10.3.1 Environmental
ly Preferable 
Products 

The Contractor shall procure and use products that are energy-efficient 
(Energy Star or Federal Energy Management Program (FEMP)-designated), 
water efficient, bio-based, environmentally preferable (e.g., Electronic 
Product Environmental Assessment Tool (EPEAT)-registered), non-ozone 
depleting, contain recycled content, or are non-toxic or less toxic alternatives, 
where such products and services meet performance requirements. 

2.10.3.2 Use of 
Recovered 
Materials 

The Government has an affirmative procurement program to promote the 
purchase of products containing recovered materials.  The intent is to reduce 
the solid waste stream and conserve natural resources by establishing markets 
for recycled content products and encouraging manufacturers to produce 
quality products containing recovered materials.  Participate in this program 
by using, for Environmental Protection Agency (EPA) designated items, 
recovered materials to the maximum extent practicable without jeopardizing 
the intended end use of the item.  The percentage of recovered materials 
content levels for use in the performance of this contract will be, at a 
minimum, the amount recommended in the EPA Comprehensive Procurement 
Guideline (CPG) Product Index website 
http://www.epa.gov/epawaste/conserve/tools/cpg/index.htm 
   
Use of EPA designated products is not required for products that are either 
not available within a reasonable period of time, are not available at a 
reasonable price, are not available from a sufficient number of sources to 
maintain a satisfactory level of competition, or fail to meet performance 
standards based on technical verification.  EPA designation of products is an 
on-going process.  Listings of EPA designated products containing recovered 
materials are found in 40 CFR 247.  Make recommendation and submit 
Recovered Material Certification, per Section F, when a product containing 
recovered materials is equal to or better than the original and could be used 
for this contract.  All changes of products must be accepted by the KO before 
it is used. 

2.10.3.3 Use of Bio-
based Products 

The Contractor shall make maximum use of bio-based products in accordance 
with the FAR Clause 52.223-2 -- AFFIRMATIVE PROCUREMENT OF 
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BIOBASED PRODUCTS UNDER SERVICE AND CONSTRUCTION 
CONTRACTS.  Information about these products is available at 
http://www.usda.gov/biopreferred. 

2.11 Disaster 
Preparedness 

The Contractor shall comply with the installation's Contingency Instructions 
and NAVSTAMYPTINST 3440.2 Tropical Destructive Weather Plan.  The 
Contractor shall support the installation contingency response plan as directed 
by the KO. 
 
The Contractor shall identify Contractor Mission Critical/Essential personnel, 
their assignments, contact information and submit this information to the KO 
and COR per Section F. 

2.12 Technical 
Library 

Existing technical library contents, including facility drawings, operation & 
maintenance manuals, warranties, Government publications, record drawings 
and other appropriate material, will be furnished by the Government.   
 
The Contractor shall continually update library material to ensure all data is 
current, complete, accurate and suitable for intended use. The Contractor shall 
monitor the use of the libraries to ensure materials are returned and data 
integrity is not compromised.  The Contractor shall maintain the libraries 
until completion or termination of the contract and make the libraries 
available for inspection by prospective offerors for successive contracts.  The 
technical library contents are the property of the Government and shall be 
turned over to the KO upon completion or termination of the contract.  The 
Contractor shall submit a copy of their Technical Library Table of Contents 
per Section F. 

2.13 Warranty 
Management 

Prior to performing repair work, the Contractor shall report to the KO any 
defect in workmanship, material, or parts, and any improper installation of 
equipment and components that are covered by a warranty.  The Contractor is 
responsible for knowing which equipment and components are covered by the 
original warranty and the warranty duration.  The KO will provide available 
warranty documents. 
 
The Contractor shall maintain warranty files for Non-recurring work, for 
equipment installed under service orders, and for equipment installed by other 
contractors. 

1) For Non-recurring work performed under this contract, the 
Contractor is responsible for a one year labor warranty commencing 
from the date of acceptance of the work.  Manufacturer's warranties 
shall apply to any equipment installed through an Indefinite Quantity 
Job Order.  The contractor shall be responsible for coordinating with 
manufacturers responsible for the repair or replacement of 
equipment and materials used to perform Job Orders. 

2) For any service orders completed in accordance with Section C, the 
Contractor is responsible for a 90 day labor warranty commencing 
from the completion date of the service order.  Manufacturer's 
warranties shall apply to any equipment installed under a service 
order.  The contractor shall be responsible for coordinating with 
manufacturers responsible for the repair or replacement of 
equipment installed under a service order. 

3) For all installed or constructed equipment and material (i.e. roofs, 
HVAC equipment, etc.), the Contractor shall maintain a log of all 
warranties applicable.  The Contracting Officer shall furnish the 
Contractor with the effective dates, names, and addresses of the 
parties responsible for such warranties.  The Contractor shall be 
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responsible for contacting the responsible parties and coordinating 
all warranty work required. 

4) The Contractor shall maintain neat and orderly written records, to 
include letters, faxes, logged phone calls, etc., of warranty work 
requested and performed.  The Government may request information 
from these records at any time. 

2.14 Recurring 
Work 
Procedures 

 

2.14.1 Notification to 
the 
Government 
for Work 
Above the 
Recurring 
Work 
Limitations 

The Contractor is fully responsible for work up to the recurring work limits of 
liability.  Recurring work limits of liability are specified in subsequent 
annexes or sub-annexes.  When work is expected to exceed the recurring 
work limits of liability, the Contractor shall notify the KO and provide a 
rough order of magnitude (ROM) estimate for the work exceeding the 
Contractors recurring work limits of liability within two hours of 
identification.  For the portion exceeding the Contractors recurring work limit 
of liability, the Government may issue a service order or non-recurring work 
task order in accordance with the non-recurring work portion of the contract 
detailed below or accomplish the work by means other than this contract. 
 
The Contractor shall provide a detailed scope of work and detailed estimate, 
within two work days of the notification to the KO, per the non-recurring 
work procedures in Spec Item 2.15 for any potential task orders resulting 
from work that exceeded a recurring work limit of liability in the contract.  
The estimate shall include the full scope of Work and clearly show the 
deductions for the applicable recurring work limit of liability. The resultant 
proposed price shall be for the portion of the work exceeding the recurring 
work limit of liability. Further, the Contractor shall prepare and provide 
scopes of work and estimates in this manner to the KO when requesting a 
determination that a recurring work limit of liability has or will be exceeded. 
 
Informational Note: The Government has found that providing ROMs, 
detailed scopes of work and detailed estimates per the non-recurring work 
procedures in Spec Item 2.15 within two work days has required a significant 
effort to successfully meet the requirements. 

2.14.2 Recurring 
Work Exhibit 
Line Item 
Numbers 
(ELINs) 

Recurring Work ELINS are provided in J-0200000-13. 

2.15 Non-Recurring 
Work  

Non-Recurring Work is identified in each applicable annex or sub-annex.  
Non-Recurring Work may consist of Unit Priced Task (UPT) Work (non-
negotiated) and Unit Priced Labor (UPL) Work (negotiated).  The Contractor 
shall perform all Non-Recurring task work as ordered by the KO per Section 
G and DoD EMALL/FEDMALL requirements in Section H.  Non-Recurring 
Work will consist of Unit Priced Tasks and Unit Priced Labor Work which 
may be ordered by the Government as separate items or in combinations of 
items from the Non-Recurring Work Exhibit Line Items (ELINs) provided in 
Section J on an as needed basis. 

2.15.1 Unit Priced 
Task (UPT) 
Work (Non-
Negotiated) 

A UPT is defined as a Non-Recurring Work item that includes all direct and 
indirect costs plus profit associated with the particular unit of work.  All 
materials and equipment (rented, leased or Contractor-owned) required for 
the accomplishment of a UPT shall be included within the respective exhibit 
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line item prices.  The fixed price for the task order is determined by 
multiplying the exhibit line item unit prices by the quantities ordered.  The 
Contractor is not required to submit cost estimates for UPTs.  

2.15.1.1 Acceptance 
and 
Performance 

The Contractor shall possess the capability to accept and perform Non-
Recurring Work via an electronic medium with supported commands utilizing 
their Government Purchase Card (GPC).  DoD EMALL/FEDMALL is the 
electronic medium for authorized Government personnel to place orders for 
service to the Contractor.  DoD EMALL/FEDMALL is located at 
www.emall.dla.mil under NAVFAC contract. The Contractor is required to 
report all Non-Recurring Work quantities ordered via DoD 
EMALL/FEDMALL per Section F.  

2.15.1.2 Invoicing and 
Receiving 
Payment 

Payment for completed DoD EMALL/FEDMALL orders will be made using 
the GPC.  Reference “payment by third party” clause FAR 52.232-36.  The 
Contractor shall possess the capability to invoice and receive payment for 
Non-Recurring Work via an electronic medium with supported command 
representatives utilizing their GPC.  No partial or advance payments will be 
provided. 

2.15.2 Unit Priced 
Labor 
(UPL)Work 
(Negotiated) 

The Contractor shall perform all UPL work in accordance with the scope and 
delivery schedule negotiated per each task order.  UPL work is defined as 
Non-Recurring Work that utilizes negotiated labor hours and materials to 
accomplish a task not required by the Recurring Work portion of the contract.  
UPL includes separately priced labor, material, and equipment exhibit line 
items.  The Contractor shall prepare and furnish a detailed cost estimate 
identifying proposed labor, material, and equipment costs, which upon 
approval by the KO, becomes the fixed price for the task order.   

2.15.2.1 Non-Recurring 
Work 
Preparation of 
Proposals 

The Contractor shall submit a Non-Recurring work proposal to the KO within 
two working days following receipt of request for each potential task order, 
which includes: 1) a complete list of all tasks necessary to perform the 
required scope of work, 2) the number of direct labor hours to perform each 
task and 3) the projected quantity and costs of materials and equipment to 
perform the required scope of work. 

2.15.2.1.1 Labor 
Requirements 

Accepted industry time standards published in R. S. Means cost data, industry 
organizations, and similar estimating sources shall be used for determining 
the number of direct labor hours required to complete the scope of work. The 
total labor cost will be determined by totaling the number of direct labor 
hours and then multiplying by the UPL amount in the Non-Recurring Work 
Exhibit Line Items (ELINs) provided in Section J. 

2.15.2.1.2 Material and 
Equipment 
Requirements 

Accepted industry and Government material and equipment costs published 
in R. S. Means cost data, national material supplier catalogues, U.S. Army 
Corps of Engineers Construction Equipment Ownership and Operating 
Expense Schedule (EP 1110-1-8), equipment rental catalogues, and similar 
estimating sources shall be used for determining customary and reasonable 
costs for the material and equipment estimate.  Projected material 
requirements shall include a list of materials establishing the size, quality, 
number of units, and unit prices.  Pre-expended bin supplies and materials 
shall not be included in the list of materials since the cost for these items are 
to be included in the labor hour unit price.  Material prices shall be the lowest 
price available considering the availability of materials and the time 
constraints of the job.  The direct material price shall include all discounts 
and rebates for core value and salvage value that accrue to the Contractor and 
Contractor-furnished warehousing cost.  Equipment costs shall include rental 
and lease costs, ownership costs where Contractor-owned, equipment 
mobilization, and tools, not priced under the Recurring Work portion of the 
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contract.  
2.15.2.2 Issuance of 

Final Task 
Order  

The KO will order unit priced labor by issuing to the Contractor a copy of the 
approved scope of work and a task order for the work described, in 
accordance with Section G.  Task order completion times will be specified on 
each task order. 

2.15.3 Non-Recurring 
Work ELINS 

Non-Recurring Work ELINs are provided in J-0200000-13. 
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0600000 - Port Operations 
Spec Item Title  
1 General Information 
1.1 Concept of Operations 
2 Management and Administration 
2.1 Definitions and Acronyms 
2.2 Personnel 
2.2.1 Port Services Manager 
2.2.2 Certification and Training 
2.3  Special Requirements 
2.3.1 Severe Weather Action Duties 
2.3.2 Safety Requirements 
2.4 References and Technical Documents 
2.5 Records and Reports 
3 Recurring Work 
3.1 Ship Movements 
3.1.1 Berthing and Hotel Services 
3.1.1.1 Berth Set-up 
3.1.1.2 Utility Hook-up and Disconnects 
3.1.1.3 Brow and Tower Placement 
3.2 Berthing Equipment Maintenance 
3.2.1 Utility Distribution Cable and Hose Maintenance 
3.2.3 Ship to Shore Conveyor 
3.2.3 Berthing Services Report 
4 Non-recurring Work 
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0600000 – Port Operations 
Spec Item Title Description 
1 General 

Information 
The Contractor shall provide all labor, management, supervision, tools, 
material, and equipment required to perform services in support of port 
operations at Naval Station Mayport Jacksonville, Florida. 

1.1 Concept of 
Operations 

The Port Operations includes services such as berthing and hotel services, 
port logistics, spill response and maintenance.
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0600000 – Port Operations 
Spec Item Title Description 
2 Management 

and 
Administration 

 

2.1 Definitions 
and Acronyms 

Definitions and Acronyms are listed in J-0600000-01. 

2.2 Personnel The Contractor shall provide personnel with the qualifications, technical 
knowledge, experience and skills required for efficient operation, 
maintenance and repair in support of port operation services. 
 
The Contractor shall submit proof of all certification, training, and licensing 
requirements per Section F. 

2.2.1 Port Services 
Manager 

The Contractor shall provide a Port Services Manager to manage and 
coordinate all docking and undocking work and all berthing support. 

2.2.2 Certification 
and Training 

All personnel operating cranes and other WHE shall be trained and licensed 
per NAVFAC P-307, Management of Weight Handling Equipment 
Maintenance and Certification. 
 
Spill response personnel shall be trained and certified per OPNAVINST 
5090.1, 29 CFR 1910.120 and the Facilities Response Plan (FRP) and shall be 
certified in compliance with Federal, state and local statutes and regulations, 
and with DoD policies, instructions and guidance.. 

2.3  Special 
Requirements 

 

2.3.1 Severe 
Weather 
Action Duties 

The Contractor shall make their entire workforce, materials, and equipment 
available for protection of life and property in the event of severe weather, 
such as, but not limited to, hurricane, tornado, strong winds, flood, or fire.  
The Contractor shall do such work as directed by the KO and shall keep 
pertinent records. 

2.3.2 Safety 
Requirements 

The Contractor shall comply with OPNAVINST 5100.19 Series, Navy 
Occupation Safety and Health (NAVOSH) Program for Forces Afloat. 
 
Contractor personnel must wear the right Personal Protective Equipment 
(PPE) during performance of work including life jackets, or vest is worn 
while working on barges, catwalk of floating vessels, paint floats or 
pontoon/causeways, hardhats with work center ID & color coded and 
acceptable working uniform on designated areas.  Steel toe shoes shall be 
worn at all times within the industrial area of the Port Operations. 

2.4 References 
and Technical 
Documents 

The Contractor shall comply with applicable Federal, DoD, DoN, Coast 
Guard, and other references, instructions, and directives.  References and 
Technical Documents are provided in J-0600000-02. 

2.5 Records and 
Reports 

Records and reports are listed in Sections C and F of the solicitation.  The 
Contractor shall submit accurate and complete documents within the required 
timeframes. 
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0600000 – Port Operations 
Spec Item Title Performance 

Objective 
Related Information Performance 

Standard 
3 Recurring 

Work 
The Contractor 
shall provide port 
operations services 
to ensure ships are 
properly serviced. 

Berthing and ships 
connects/disconnects will take 
place within the operations area 
of the Mayport Naval Station 
Boat Basin, piers A through G 
and the south wall.  Ships and 
vessels shall be properly 
supported while berthed.   
 
 

Ship arrivals and 
departures are 
properly supported 
within the specified 
time in a safe and 
timely manner. 
 
Ship movements 
are provided 
without accidents 
or malfunctions 
due to Contractor 
negligence. 

3.1 Ship 
Movements 

The Contractor 
shall operate and 
maintain support 
berthing equipment 
to ensure ship 
movements are 
fully supported. 

The schedule of ship arrivals and 
departures, along with services 
required, is available on the 
Prior Permission Required (PPR) 
and may be obtained daily from 
the Port Operations Officer 
(POO).  Notifications of 
unscheduled arrivals and 
changes will be provided by the 
POO. 
 
Historical data for ship 
movements is provided in J-
0600000-03. 

Ship arrivals and 
departures are 
properly supported 
within the specified 
time in a safe and 
timely manner. 
 
Ship movements 
are provided 
without accidents 
or malfunctions 
due to Contractor 
negligence. 
 
Berthing 
equipment are 
operated, 
maintained, and 
repaired to sustain 
a fully functional 
and operable 
condition. 

3.1.1 Berthing and 
Hotel Services 

The Contractor 
shall perform 
berthing and hotel 
services to ensure 
ships are fully 
supported. 

The Contractor shall coordinate 
with ships to provide Connects 
and Disconnects of Utilities and 
placement of brows and towers. 
 
Berthing and hotel services 
provided to ships are those 
services typically associated 
with, but not limited to, the 
following: shore power, , CHT, 
potable water, steam, crane 
service for brows, , oily waste 
removal, brows and pier stands. 

Berthing and hotel 
services are 
provided within the 
specified time.  
 
Berthing and hotel 
services are 
provided without 
accidents or 
malfunctions due 
to Contractor 
negligence. 

3.1.1.1 Berth Set-up 
 

The Contractor 
shall perform berth 
set-up services to 
ensure berthing 

Specific berthing requests and 
unique ship requirements will be 
received via LOGREQ, email, or 
phone call from the ship. 

Berth set-up is 
properly 
accomplished in a 
timely manner. 
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Spec Item Title Performance 

Objective 
Related Information Performance 

Standard 
equipment is 
properly staged and 
stowed. 
 
 
 
 
 
 

 
The type of ship dictates proper 
berth set-up, including 
appropriate location for utility 
hook-ups. 
 
Certain in-port operations, e.g., 
maintenance, weapons, or cargo 
evolutions, or other special 
requests may dictate unique 
berth set-up requirements. 
 
Berthing equipment shall be 
staged in advance to support ship 
arrivals.  Consideration must be 
given to the complexity of pier 
set-up when determining how far 
in advance set-up is to be 
completed.  For most cases pier 
set-up should be complete no 
later than eight hours prior to 
ship arrival.  Berthing equipment 
on piers that is not in use, or 
scheduled for use within 14 
days, shall be stowed in the 
designated areas on the wharfs. 

 
Equipment is 
properly staged for 
use and removed 
and stowed when 
not in use within 
the specified time. 
 
 

3.1.1.2 Utility Hook-
up and 
Disconnects 

The Contractor 
shall perform hotel 
services to ensure 
ships receive 
proper utility hook-
up and disconnects, 
24 hours per day, 
seven days per 
week. 

The Contractor shall coordinate 
with ships personnel to provide 
requested hotel services, 
including but not limited to, 
electric, potable water, steam, 
CHT, oily waste, etc. 
 
The Contractor shall hook-up 
and disconnect electrical service 
per OPNAVINST 11310.3, 
Operation and Maintenance 
Policy For Shore-to-Ship Power, 
NAVFACINST 11300.37, 
Energy and Utilities Policy 
Manual, and NETOPS 29, Shore 
to Ship Power Connects and 
Disconnects Procedures.  
 
The Contractor shall hook-up 
and disconnect CHT hoses per 
NAVFAC MO-340, Ship-to-
Shore Hose Handling Operations 
Manual. 
 
The Contractor shall hook-up 
and disconnect potable water 
hoses and oily waste and waste 

Utilities services 
are connected 
within one hour of 
ship’s arrival. 
 
Cables and hoses 
secured and 
stowed. Riser 
capped and 
secured. 
 
Utility connects 
and disconnects are 
performed as 
specified. 
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Spec Item Title Performance 

Objective 
Related Information Performance 

Standard 
oil (OWWO) hoses per 
NAVFACINST 11300.37. 
 
The Contractor shall provide 
service at ship or vessels per 
Engineering Officer's direction.  
Cables and hoses will be laid out 
and interconnected prior to ships 
or vessels arrival.  All hoses and 
cables will be stowed in 
designated locations on wharfs 
and warehouse immediately after 
disconnection. 
 
The Contractor shall hook-up 
and disconnect CHT hoses per 
NAVFAC MO-340, Ship-to-
Shore Hose Handling Operations 
Manual. 
 
The Contractor shall hook-up 
and disconnect potable water 
hoses and oily waste and waste 
oil (OWWO) hoses per 
NAVFACINST 11300.37. 
 
Connect/Disconnect will not be 
considered complete until all 
cables and hoses are 
disconnected, stowed at 
designated locations, and 
corresponding utility riser is 
capped and secured. 

3.1.1.3 Brow and 
Tower 
Placement 

The Contractor 
shall position 
brows and towers 
upon arrival of ship 
or vessel and 
remove and stow 
upon departure to 
ensure proper 
operation. 

The Contractor shall have brows 
and towers on hand prior to 
ships or vessels arrival, and shall 
be stowed in designated 
locations on pier upon departure.  
Brow and tower descriptions are 
provided in J-0600000-04.  
Brows and tower are considered 
Government Furnished 
Equipment. 

Brows and towers 
placed as required.  

3.2 Berthing 
Equipment 
Maintenance 
 

The Contractor 
shall develop and 
implement a 
berthing equipment 
maintenance 
program to ensure 
availability, proper 
operation, and to 
minimize 
breakdowns and 

The berthing equipment 
descriptions are provided in J-
0600000-05. 
 
The Contractor shall submit a 
Berthing Equipment 
Maintenance Plan per Section F.   
 
The Berthing Equipment 
Maintenance Plan shall be 

Maintenance is 
performed in 
accordance with 
the Contractor's 
Berthing 
Equipment 
Maintenance Plan 
and work schedule. 
 
When a problem or 
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Standard 
maximize useful 
life. 

developed based on an 
economical approach, 
manufacturers’ recommended 
procedures, OEM standards, and 
maintenance required to satisfy 
equipment warranties. 
 
As part of the Berthing 
Equipment Maintenance, the 
Contractor is fully responsible 
for any individual occurrence of 
repair, including replacement up 
to the repair limit of liability of 
$5,000 in direct labor and direct 
material cost for each piece of 
equipment per incident.  The 
Government will only pay for 
the portion of direct labor and/or 
direct material cost that exceeds 
this limits of liability. 
 
The Contractor shall, per Annex 
2, notify the KO upon 
identification that the repair will 
exceed the liability limit listed 
above.  If the estimated cost of 
the repair exceeds the repair 
liability limit, the Government 
may order the work under the 
non-recurring word section of 
this contract; however, the 
Government will only be liable 
for the amount of cost exceeding 
the repair limit of liability. 
 
Example: If an individual 
occurrence of repair requires 
$5,100 in direct labor and/or 
direct material cost, the 
Government may issue a task 
order in accordance with the 
non-recurring work portion of 
the contract for the $100 in 
direct labor and/or direct 
material cost that exceeds the 
repair limit of liability. 
 
The Contractor shall store 
equipment to prevent damage 
and present an orderly 
appearance. 

a need for repair is 
identified, the 
Contractor shall 
respond within two 
hours and complete 
the repair within 48 
hours. 
 
Systems and 
equipment are 
maintained and 
repaired to sustain 
a fully functional 
and operable 
condition in 
accordance with 
OEM 
specifications. 
 
When repair is 
complete the 
facility, system, or 
equipment does not 
present any hazard 
or danger to 
personnel. 

3.2.1 Utility 
Distribution 

The Contractor 
shall maintain 

The description of Utility 
Distribution Cable and Hose 

Utility distribution 
line extension 
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Related Information Performance 

Standard 
Cable and 
Hose 
Maintenance 

utility distribution 
cable and hose 
equipment to 
ensure availability, 
proper operation, 
and to minimize 
breakdowns and 
maximize useful 
life. 

equipment description is 
provided in J-0600000-05. 
 
A joint Contractor – 
Government inventory shall be 
conducted within 30 days of 
contract start and semi-annually 
thereafter. 
 
Maintenance shall be performed 
per OPNAVINST 11310.3, 
Operation and Maintenance 
Policy For Shore-to-Ship Power.  
Semi-annually, report all non-
repairable cable to the KO. 
 
The Contractor shall submit a 
routine maintenance plan within 
30 days after contract award to 
the KO to validate completeness.  
The routine maintenance plan 
shall be developed based on an 
economical approach, 
manufacturers’ recommended 
procedures, OEM standards, and 
maintenance required to satisfy 
equipment warranties. 
 
The Contractor shall renew 
hoses as indicated in J-0600000-
05.  Hoses shall meet applicable 
requirements. 
 
The Contractor shall store 
equipment to prevent damage 
and present an orderly 
appearance. 

equipment is 
available per the 
specified. 
 
Routine 
maintenance is 
accomplished per 
the Contractor's 
work schedule. 
 
Utility distribution 
line extension 
equipment is 
maintained in a 
safe and operable 
condition and 
functions properly. 
 
Inventories 
conducted as 
scheduled. 

3.2.2 Ship to Shore 
Conveyor 

The Contractor 
shall provide and 
operate one 
portable conveyor 
to support port 
operations. 

The Contractor shall provide and 
operate one mobile conveyor.  
The Contractor shall position 
and connect conveyor upon 
request. Requests shall be made 
by LOGREQ, Ships forces, 
Harbor Operations or requests 
by authorized personnel through 
the Service Call desk.  The 
Contractor is responsible for 
moving conveyors to and from 
ships and positioning and 
connecting same.  Conveyor 
shall be ready for operation by 
ships forces upon delivery and 
set up.  

Conveyors 
provided, 
positioned and 
connected as 
requested. 
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Spec Item Title Performance 

Objective 
Related Information Performance 

Standard 
 
Historically, there have been 300 
conveyor movements annually. 
 
Conveyor shall meet 
requirements set forth in J-
0600000-06. 

3.2.3 Berthing 
Services 
Report 

The Contractor 
shall prepare and 
submit a monthly 
Berthing Services 
Report to ensure 
accurate 
documentation of 
services. 

The Contractor shall report ship 
and vessel Connect and 
disconnect by utility and 
conveyor requests.  
 
Berthing Services Report 
template provided in J-0200000-
05. 

Report received 
complete and on 
time. 
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Spec Item Title Performance 

Objective 
Related Information Performance 

Standard 
4 Non-recurring 

Work 
Non-recurring 
work may be 
ordered utilizing 
DoD EMALL in 
accordance with 
Section H or on a 
task order in 
accordance with 
the 
PROCEDURES 
FOR ISSUING 
ORDERS clause in 
Section G.  The 
order will specify 
the exact locations 
and types of work 
to be 
accomplished.  The 
period of 
performance will 
be specified in each 
order.   

Refer to non-recurring ELINs 
for task listings, descriptions, 
and related requirements.   All 
periods of performance are 
measured from issue date of 
order to acceptance of the work.  
Performance standards for non-
recurring work will be the same 
as those in Spec Item 3 where 
applicable. 
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1502000 – Facility Investment 
Spec Item Title 
1 General Information 
1.1 Concept of Operations 
2 Management and Administration 
2.1 Definitions and Acronyms 
2.2 Personnel 
2.2.1 Certification, Training, and Licensing 
2.3 Special Requirements 
2.3.1 Workmanship and Material Standards 
2.3.2 Historical Preservation 
2.4 References and Technical Documents 
3 Recurring Work 
3.1 Service Orders 
3.1.1 Emergency Service Orders 
3.1.2 Urgent Service Orders 
3.1.3 Routine Service Orders 
3.2 Preventive Maintenance (PM) Program 
3.2.1 Compressed Air Systems 
3.2.2 Door and Gate Systems 
3.2.3 Galley Equipment and Systems 
3.2.4 Security Systems and Equipment 
3.2.5 Unfired Pressure Vessels (UPV) 
3.2.6 Ventilation Systems 
3.3 Integrated Maintenance Program (IMP) 
3.3.1 Airfield Lighting Systems 
3.3.2 Auxiliary Generator Systems 
3.3.2.1 Uninterruptible Power Supplies (UPS) 
3.3.3 Boiler Systems 
3.3.3.1 Boiler Systems Maintenance 
3.3.3.2 Boiler Water Testing and Treatment Services 
3.3.4 Fire Protection Systems 
3.3.5 Frequency Converters (400 HZ) Systems 
3.3.6 HVAC and Refrigeration Systems 
3.3.6.1 HVAC and Refrigeration Systems Maintenance 
3.3.6.2 Energy Management Control System (EMCS) 
3.3.6.3 HVAC Seasonal Start-Up and Shutdown 
3.3.6.4 HVAC Water Testing and Treatment Services 
3.3.6.5 Condenser Tube Inspection 
3.3.7 Vertical Transportation Equipment (VTE) 
3.4 Inspection, Testing, and Certification Program 
3.4.1 Backflow Prevention Devices 
3.4.2 Boilers and UPVs 
3.4.3 Grounding Points 
3.4.4 Vertical Transportation Equipment (VTE) 
3.5 Other Recurring Services Program 
3.5.1 Change of Occupancy Maintenance (COM) 
3.5.2 Fuel Storage Tanks and Berms 
3.5.3 Grease and Grit Traps 
3.5.4 Lighting Systems 
3.5.4.1 Traffic Control Lighting Systems 
3.5.5 Lint Traps 
3.5.6 Oily Water Separators 
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1 General 

Information 
The Contractor shall provide all labor, management, supervision, tools, 
material, and equipment required to perform Facility Investment services for 
facilities, systems, ground structures and other assets at Naval Station 
Mayport, Florida and the outlying areas supported by these commands. 

1.1 Concept of 
Operations 

The intent of 1502000 Facility Investment is to specify the requirements for 
Sustainment, Restoration, and Modernization (SRM) requirements for 
facilities, systems, ground structures and other assets.  The Facility 
Investment requirements within this sub-annex primarily consist of 
infrastructure sustainment and minimal restoration and modernization work.  
Sustainment is the maintenance and repair necessary to keep facilities, 
systems, ground structures and other assets in good working order.  Some 
restoration, modernization, major repair, minor construction and stand-alone 
demolition may be accomplished as part of Facility Investment. 
 
The Contractor shall perform maintenance, repair, alteration, minor 
construction and demolition on facilities, systems, ground structures and other 
assets; such as: 
 
Building and Structures 
    -Interior and exterior finishes 
    -Roofing 
    -Foundation 
    -Structural Components 
    -Cathodic Protection Systems 
    -Tanks 
    -POL System 
    -Pipelines 
Building Systems  
    -HVAC 
    -Fire Protection 
    -Vertical Transportation Equipment (VTE) 
    -Intrusion Detection Systems 
    -Bridge and Jib Cranes 
    -Boilers (excluding Central Utility Plant Boilers) 
    -Unfired Pressure Vessels (UPV) 
    -Compressed Air Systems 
    -Monitoring and Maintenance of Pool Systems 
    -Potable Water (including backflow prevention devices) 
    -Wastewater 
    -Electrical 
    -Natural Gas 
    -Lightning Arrestors and Grounding Devices 
    -Cathodic Protection Systems 
    -Auxiliary Generator Systems (including emergency and portable 
generators) 
    -Uninterruptible Power Systems (UPS) 
    -Grease Traps 
    -Exhaust Hoods and Ducts 
    -WHE 
Miscellaneous 
    -Signs 
    -Fences 
    -Locksmith 
    -Drainage Ditches 
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    -Monuments 
    -Flag Poles 
    -Unpaved Roads (gravel roads) 
Roads and Paved Surfaces 
    -Traffic Control Devices 
    -Bicycle Paths 
    -Pedestrian/Jogging Paths 
    -Striping 
    -Curbs 
    -Sidewalks 
    -Parking Lots 
    -Bridges 
    -Drainage Systems 
    -Outdoor Courts 
    -Pits and Trenches 
Waterfront 
    -Piers 
    -Bulkheads 
    -Wharfs 
    -Cathodic Protection Systems 
Trackage 
    -Railroads 
    -Crane and Elevated Crane 
Airfields 
    -Runways 
    -Taxiways 
    -Aircraft Parking Areas 
    -Aviation Fuel Systems  
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2 Management 

and 
Administration 

 

2.1 Definitions 
and Acronyms 

Definitions and Acronyms are listed in J-1502000-01. 

2.2 Personnel The Contractor shall provide personnel with the qualifications, technical 
knowledge, experience and skills required for efficient operations within the 
FI function. 

2.2.1 Certification, 
Training, and 
Licensing 

All work shall be performed by personnel trained and certified by the OEM.   
 
Within 30 days after contract award the Contractor shall provide current, 
valid certificate or registration under Florida Statutes Chapter 489 Parts I, II 
and III: 
1. Class A Heating, Air Conditioning, Refrigeration (HAR) 
2. Plumbing 
3. Mechanical 
4. Unlimited Electrical 
5. Alarm Systems I 
6. Commercial Pool/Spa 
7. Septic Tank  
 
Personnel working on security systems and equipment shall be National 
Institute for Certification in Engineering Technologies (NICET) Level III 
certified in Video Security Systems Technician.   
 
Personnel inspecting, witnessing tests, preparing reports, and issuing 
certificates for boilers and UPVs shall be qualified per UFC 3-430-07. 
 
Personnel maintaining, repairing, inspecting, testing, operating, or rigging 
WHE shall be qualified per NAVFAC P-307. 
 
Personnel inspecting and testing crane and railroad trackage shall be qualified 
per NAVFACINST 11230.1. 
 
Personnel inspecting, certifying, and making recommendations for corrective 
action for backflow preventers shall be certified per UG-2029-ENV and 
possess a valid Cross Connection Control Inspectors certificate from the State 
of Florida. 
 
Personnel performing inspections and tests on VTEs shall be qualified per 
NAVFAC MO-118 and licensed in accordance with the state of Florida FAC 
61C-5.007. 
 
Personnel inspecting and testing engine test facilities shall be qualified per 
UFC 4-212-01N. 
 
Personnel working on systems, equipment or components containing 
chlorofluorocarbons (CFCs) and/or hydro-chlorofluorocarbons (HCFCs) shall 
be certified under an Environmental Protection Agency (EPA) approved 
technical certification program per OPNAVINST 5090.1 Chapter 6 and 
licensed in accordance with the state of Florida. 
 
Personnel working with or on electrical or electronic equipment shall be 
trained and certified per NAVFAC MO-200. 
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Personnel conducting ground safety checks on lightning arrestors or 
grounding devices on facilities housing ammunition and explosives shall be 
certified per NAVSEA OP-5. 
 
Fire Protection services shall be managed by a qualified individual who is 
NICET level III certified in fire alarm or NICET level III certified in special 
hazards systems.  The Fire Protection Services Manager shall provide daily 
supervision over all Fire Protection Services.  The NICET level III certified 
Fire Protection Services Manager shall be on-site during the Government's 
regular working hours and shall be available on-site within one hour after the 
Government's regular working hours. 
 
Personnel working on fire protection systems shall be certified in accordance 
with the requirements below: 
Fire Alarm Systems: 

 Fire Alarm: 
NICET Level II certification in Fire Alarm Systems. 

 Detection and releasing systems for Special Hazard Systems such as 
those found in aircraft hangars and computer server rooms: 

 NICET Level II certification in Special Hazard Systems  
Water Based Suppression Systems: 

 Wet Pipe and Dry Pipe Sprinklers: 
NICET Level II certification in Inspection and Testing of Water 
Based Systems.  

 Pre-Action, Deluge, Foam and Antifreeze Systems: 
NICET Level III certification in Inspection and Testing of Water 
Based Systems. 

Special Hazard Systems: 
 Clean Agent, CO2 and Combination Detection/Releasing Systems: 

NICET Level II certification in Special Hazard Systems. 
Pre-Engineered Kitchen Fire Extinguishing Systems: 

 NICET Level II certification in Special Hazards Suppression 
Systems or certified by ICC/NAFED in Pre-Engineered Kitchen Fire 
Extinguishing Systems.  The service technician shall have the 
applicable manufacturer’s design, installation, and maintenance 
manual and service bulletins. 

 
Less qualified personnel may assist NICET Levels II and III certified 
personnel in the execution of inspection, testing, maintenance and repair task.  
At no time shall less qualified personnel be allowed to execute inspection, 
testing, maintenance and repair task without a qualified NICET Level II or III 
certified person physically present within the same facility where the 
inspection, testing, maintenance and repair task are being executed. 
Personnel requiring access to Trane Tracer Summit or Trane Tracer ES 
building automation systems shall have completion certificates for Trane 
Summit 101, Trane Tracer Summit 102, Trane Tracer SC, and Tracer ES 
Operations Courses 
 
Personnel performing work on transformers shall be knowledgeable of proper 
procedures for handling and disposing of insulating fluid containing 
polychlorinated biphenyls (PCBs)  
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Personnel performing work in HAZMAT/HAZWASTE shall complete the 
HAZMAT/HAZWASTE handling course or have a minimum of one year of 
experience working with HAZMAT/HAZWASTE and meet or exceed 
training requirements per 40 CFR 265.16. 
 
Personnel performing work and obtaining test data on the cathodic protection 
system shall be trained per UFC 3-570-06. 
 
Personnel inspecting tanks and berms shall meet qualification requirements 
defined by 40 CFR 112. 
 
Personnel performing work on petroleum storage tanks regulated by FAC 62-
761 and 62-762 must be a Florida Certified Pollutant Storage Contractor. 
 
The Contractor shall submit proof of all certification, training, and licensing 
requirements to the KO and COR within four hours of request.  

2.3 Special 
Requirements 

 

2.3.1 Workmanship 
and Material 
Standards 

The Contractor shall be responsible for maintaining all facilities, systems, and 
equipment, identified in this technical sub-annex, to a standard that prevents 
deterioration beyond that which results from normal wear and tear and 
corrects deficiencies in a timely manner to assure full life expectancy of the 
facilities, systems, and equipment.  Best commercial practices shall be 
applied in the performance of work.  All work shall be completed per 
approved and accepted industry and equipment manufacturers’ standards and 
shall comply with building and safety codes, applicable activity, local, state, 
and federal regulations, and other technical requirements identified within 
this technical sub-annex. 
 
Workmanship for maintenance and repair shall include all work necessary to 
complete facility and system restoration, including touch-up painting and 
operational checks.  Upon completion of work, the Contractor shall ensure all 
facilities, systems, and equipment are free of missing components or defects 
which would affect the safety, appearance, or habitability of the facilities and 
structures or would prevent any electrical, mechanical, plumbing or structural 
system from functioning in accordance with design intent.  Repairs shall be 
made in accordance with the manufacturers’ specifications and guidelines, 
and standard building codes.  The quality of repairs shall meet the applicable 
standards and shall prevent any malfunction reoccurrences caused by poor 
workmanship or other contractor inadequacies.  The quality of the repaired 
areas shall be fully compatible with adjacent surfaces or equipment.  Except 
where otherwise specified, replacements shall match existing in dimensions, 
finish, color, design, and functionality and shall have an appearance similar to 
the original finished appearance with only minor unobjectionable 
deterioration resulting from normal use. 
 
The Contractor shall not allow debris to spread unnecessarily into adjacent 
areas nor accumulate in the work area.  All such debris, excess material, and 
parts shall be cleaned up and removed at the completion of the job and at the 
end of each day work is in progress.  Upon completion of work, any stains 
and other unsightly marks shall be removed. 

2.3.2 Historical 
Preservation 

Buildings and facilities designated as historical sites shall be maintained in 
accordance with Federal, state and local policies and regulations. 

2.4 References References and Technical Documents are provided in J-0200000-04. 
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and Technical 
Documents 
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Objective 
Related Information Performance 

Standard 
3 Recurring 

Work 
The Contractor 
shall provide 
Facility Investment 
services to ensure 
facilities, systems, 
ground structures 
and other assets are 
fully functional, in 
normal working 
condition and 
function properly 
in accordance with 
specified standards. 
 
 

The Contractor shall develop, 
implement, and execute a 
Service Order Program; 
Preventive Maintenance 
Program; Integrated 
Maintenance Program; 
Inspection, Testing, and 
Certification Program, and Other 
Recurring Service Program to 
sustain, restore and modernize 
facilities, systems, ground 
structures and other assets. 
 
The Contractor shall maintain all 
facilities, systems, ground 
structures and other assets 
sustainment, restoration, and 
modernization data and warranty 
records in the technical library 
and CMMS in accordance with 
Annex 2. 
 
The Contractor shall provide all 
necessary test instruments, 
equipment, and tools required to 
perform sustainment, restoration, 
and modernization services. 
 
The current facilities 
descriptions are provided in J-
1502000-02.    
 
Site maps are provided in J-
1502000-03. 
 
The Contractor shall document 
each service (PM, IMP, etc.) at 
the worksite by affixing or 
updating a Contractor furnished 
durable tag to the system or 
component being serviced, 
inspected or tested. As a 
minimum, the tag shall state 
asset number, the type of 
inspection and/or test performed 
the date, and the Contractor’s 
signature. In addition to the PM, 
IMP, etc. cards attached to the 
system additional PM, IMP, etc. 
cards shall be attached directly 
to gages to document 
testing/replacement and to 
strainers to document cleaning. 

Facilities, systems, 
ground structures 
and other assets are 
fully functional, in 
normal working 
condition and 
function properly 
in accordance with 
specified standards. 
 
Personnel 
performing work 
are certified, 
trained and 
licensed per Spec 
Item 2.2.1. 
 
Work is 
accomplished per 
Spec Item 2.3.1, 
Workmanship and 
Material Standards. 
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Standard 
Labels or PM, IMP, etc. cards 
shall also be attached to storage 
cylinders to document 
replacement or hydrostatic 
testing. Annual System 
Inspection and Certification 
Requirement Tags shall be 
provided and installed on each 
required suppression system. 
 

3.1 Service Orders The Contractor 
shall perform 
service order work 
in a timely manner 
to accomplish any 
work identified 
within the entire 
boundary of the 
installation to 
ensure facilities, 
systems, ground 
structures and other 
assets are fully 
functional, in 
normal working 
condition and 
function properly 
in accordance with 
specified standards. 
 
 

The Contractor shall receive 
service orders in accordance 
with the work reception 
requirements in Annex 2. 
 
The Contractor shall schedule 
and perform service orders in a 
way that minimize disruptions to 
customers and Government 
operations. 
 
Service orders will include a 
wide variety of work.  Sample of 
historical service order data is 
provided in J-1502000-04.  
Historical service order data 
associated with contracts prior to 
this solicitation may present data 
that may not be representative of 
requirements specified. The 
Government makes no warranty, 
express or implied, or assumes 
any legal liability or 
responsibility for the accuracy, 
completeness, or usefulness of 
the historical service order data. 
 
The Contractor shall maintain 
sufficient materials and 
equipment on hand to support 
service order work requirements.  
Lack of availability of material 
or equipment will not relieve the 
Contractor from the requirement 
to complete service order work 
within the time limits specified. 
 
The Government may combine 
multiple requirements received 
for the same facility, system, 
ground structure or other asset at 
the same time into one service 
order. 

Service order work 
is responded to and 
completed within 
the specified time. 
 
Facilities, systems, 
ground structures 
and other assets are 
fully functional, in 
normal working 
condition and 
function properly 
in accordance with 
OEM 
specifications, 
including 
recertification if 
applicable. 
 
When service order 
is complete the 
facilities, systems, 
ground structures 
and other assets do 
not present danger 
to personnel or 
equipment. 
 
Service Orders are 
signed by the 
original requestor 
or PAR prior to 
being closed. 
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The Contractor has full 
responsibility for any work up to 
the service order limit of liability 
of 32 direct labor hours or 
$2,500 in direct material cost per 
service order.  The Government 
will only pay for the portion of 
direct labor and/or direct 
material that exceeds the service 
order limits of liability. 
 
The Contractor shall notify the 
KO upon identification that the 
service order will exceed the 
specified limits of liability in 
accordance with reporting 
requirements in Annex 2.  If a 
non-recurring work is issued for 
the portion exceeding the 
specified service order limits of 
liability, the Government will 
only pay for the portion of direct 
labor and/or direct material that 
exceeds the service order limits. 
 
Examples of work exceeding the 
Service Order limits of liability: 
 If a service order requires 33 

direct labor hours and $2,500 
in direct material cost, the 
Government may issue a task 
order in accordance with the 
Non-recurring Work portion 
of the contract for the one 
direct labor hour that exceeds 
the Service Order limit of 
liability. 

 If a service order requires 32 
direct labor hours and $2,600 
in direct material cost, the 
Government may issue a task 
order in accordance with the 
Non-recurring Work portion 
of the contract for the $100 in 
direct material cost that 
exceeds the Service Order 
limit of liability. 

 If a service order requires 33 
direct labor hours and $2,600 
in direct material cost, the 
Government may issue a task 
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Standard 
order in accordance with the 
Non-recurring Work portion 
of the contract for the one 
direct labor hour and $100 in 
direct material cost that 
exceeds the Service Order 
limit of liability.  

 
The Contractor may invoice for 
completed service orders.  The 
Contractor shall not invoice for 
incomplete service orders and 
service orders not issued.  A 
modification will be process at 
the end of each period of 
performance to deduct for 
service orders not issued and 
incomplete service orders.  
Deduction will be based on the 
unit prices specified in 
Attachment J-0200000-13 
ELINs. 
 
The Contractor shall submit a 
monthly summary of completed 
service orders per Section F. 

3.1.1 Emergency 
Service Orders 

The Contractor 
shall perform 
emergency service 
order work in a 
timely manner to 
accomplish any 
work identified 
within the entire 
boundary of the 
installation to 
ensure facilities, 
systems, ground 
structures and other 
assets are fully 
functional, in 
normal working 
condition and 
function properly 
in accordance with 
specified standards. 
 
 

The Contractor shall perform 
emergency service orders 24 
hours a day, seven days a week 
throughout the contract period.   
 
The Contractor shall respond to 
emergency service orders with 
the appropriate service personnel 
and equipment to commence 
work immediately.   
 
The Contractor shall remain at 
the work site until the 
emergency has been arrested. 
 
If follow-up work is required 
(after the emergency condition is 
arrested) to complete the 
restoration and ensure facilities, 
systems, ground structures and 
other assets are fully functional 
and in normal working 
condition, the Contractor may 
request time extension equal to a 
Routine Service Order.,.  The 
emergency mitigation and 
follow-up work shall be 

Emergency service 
orders responded to 
within one hour of 
receipt of call. 
 
Work continues 
without 
interruption until 
emergent condition 
is arrested and 
damage to 
facilities, systems, 
ground structures, 
other assets and 
personnel is 
mitigated. 
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Standard 
considered part of the original 
service order. 
 
Historically, approximately 
75emergency service orders 
originate after normal working 
hours each month. 

3.1.2 Urgent Service 
Orders 

The Contractor 
shall perform 
urgent service 
order work in a 
timely manner to 
accomplish any 
work identified 
within the entire 
boundary of the 
installation to 
ensure facilities, 
systems, ground 
structures and other 
assets are fully 
functional, in 
normal working 
condition and 
function properly 
in accordance with 
specified standards. 

The Contractor shall perform 
urgent service orders without 
extended delay. 
 

Urgent service 
orders are 
completed within 
five working days. 

3.1.3 Routine 
Service Orders 

The Contractor 
shall perform 
routine service 
order work in a 
timely manner to 
accomplish any 
work identified 
within the entire 
boundary of the 
installation to 
ensure facilities, 
systems, ground 
structures and other 
assets are fully 
functional, in 
normal working 
condition and 
function properly 
in accordance with 
specified standards. 

Performance of routine service 
orders is not required outside of 
Government regular working 
hours. 

Routine service 
orders are 
completed within 
30 calendar days. 

3.2 Preventive 
Maintenance 
(PM) Program 

The Contractor 
shall develop and 
implement a PM 
program for 
facilities, systems, 
ground structures 

The Contractor shall develop 
and submit a PM program per 
Section F. 
 
As part of the PM, the 
Contractor is fully responsible 

Maintenance is 
accomplished in 
accordance with 
the Contractor’s 
PM program and 
work schedule. 
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Standard 
and other assets to 
ensure they are 
safe, fully 
functional, 
minimize 
breakdowns and to 
maximize useful 
life. 

for any individual occurrence of 
incidental repair, including 
replacement up to the PM limit 
of liability of $500 in direct 
labor and direct material cost for 
each piece of equipment per 
incident.  The Government will 
only pay for the portion of direct 
labor and/or direct material cost 
that exceeds the incidental repair 
limits of liability. Incidental 
repair work performed under 
maintenance is not considered a 
service order. 
 
Notification of repair work 
exceeding the incidental repairs 
limit shall be submitted to the 
KO within two hours of 
identification.  Service orders or 
non-recurring work may be 
issued for repairs exceeding the 
incidental repairs limit.  The 
Government will only pay for 
the portion of direct labor and/or 
direct material that exceeds the 
specified limits of liability. 
 
Example: If an individual 
occurrence of incidental repair 
requires $550 in direct labor 
and/or direct material cost, the 
Government may issue a service 
order or a task order in 
accordance with the non-
recurring work portion of the 
contract for the $50 in direct 
labor and/or direct material cost 
that exceeds the specified 
incidental repair limit of 
liability. 
 
The Contractor shall not use 
breakdown maintenance as part 
of the PM program. 
 
The PM program shall provide 
an economical approach, 
manufacturers’ recommended 
procedures, OEM standards, and 
maintenance required to satisfy 
equipment warranties and keep 
facilities, ground structures, 

 
PM is performed in 
accordance with 
manufacturers’ 
recommended 
procedures and 
OEM standards. 
 
Facilities, systems, 
ground structures 
and other assets are 
in normal working 
condition and 
function properly 
in accordance with 
OEM 
specifications, 
including 
recertification if 
applicable. 
 
When PM is 
complete the 
facility, system, 
ground structure or 
other asset is fully 
functional and does 
not present danger 
to personnel or 
equipment. 
 
Equipment tag is 
legible and updated 
after completion of 
each PM or service 
order. 
 
Repairs within the 
PM limit are 
accomplished prior 
to PM completion. 
 
Notification of 
repair work 
exceeding the PM 
limit of liability is 
submitted to the 
KO within the 
specified time. 
 
ICAP assessments 
and documentation 
are completed 
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systems and other assets in 
normal working condition, 
minimize breakdowns, and to 
maximize useful life. 
 
Excessive or repeated system or 
equipment breakdowns or 
deficiencies may indicate the 
need to adjust or modify the 
Contractor’s PM program.  
These changes will be made at 
no additional cost to the 
Government. 
 
As part of the PM program, the 
Contractor shall perform 
equipment condition 
assessments to support the 
Infrastructure Condition 
Assessment Program (ICAP).   
 
The Contractor shall assess and 
document equipment condition 
annually.  Depending on the type 
of equipment, as related by 
Uniformat Classification, the 
Contractor shall assess the 
condition of one to 12 meters.  
The description of meter groups 
for each Uniformat 
Classification is provided in J-
1502000-05.  The general direct 
condition rating guidance is 
shown in J-1502000-06 and 
condition rating guidance 
specific to each meter group is 
provided in J-1502000-07. 
 
Direct condition ratings shall be 
reported as specified in the 
Computerized Maintenance 
Management Systems (CMMS) 
Spec Item in Annex 0200000.  
 
The Contractor shall submit a 
monthly PM work schedule per 
Section F. 

annually and 
recorded in 
CMMS. 

3.2.1 Compressed 
Air Systems 

The Contractor 
shall perform 
maintenance on 
compressed air 
systems to ensure 
proper operation, to 

Compressed air systems are 
provided in J-1502000-08. 
 
The Contractor shall maintain 
compressed air systems in 
accordance with NAVFAC MO-

Maintenance, 
inspection, 
cleaning and repair 
accomplished per 
NAVFAC MO-
206, NAVFAC 
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minimize 
breakdowns, and to 
maximize useful 
life. 

206, NAVFAC MO-209, 
manufacturers’ recommended 
procedures, OEM standards and 
UFC. 
 
Annual PM shall coincide with 
certifications specified in Spec 
item 3.4.1 

MO-209, 
manufacturers’ 
recommended 
procedures, OEM 
standards and UFC. 

3.2.2 Door and Gate 
Systems 

The Contractor 
shall perform 
maintenance on 
door and gate 
systems to ensure 
proper operation, to 
minimize 
breakdowns, and to 
maximize useful 
life. 

Door and Gate Systems are 
provided in J-1502000-09. 
 
The Contractor shall develop 
and implement a program to 
inspect, clean, and make all 
necessary repairs to door and 
gate systems.   

Maintenance, 
inspection, 
cleaning and repair 
accomplished per 
OEM 
recommendations 
and standards. 
 

3.2.3 Galley 
Equipment and 
Systems 

The Contractor 
shall perform 
maintenance 
inspection and 
repair on galley 
equipment and 
systems to ensure 
proper operation, to 
minimize 
breakdowns, and to 
maximize useful 
life. 

Galley equipment and systems 
are provided in J-1502000-10. 
 
The Contractor shall develop 
and implement a program to 
maintain, inspect, and repair to 
galley equipment and systems.   

Maintenance, 
inspection and 
repair 
accomplished per 
OEM 
recommendations 
and standards. 
 

3.2.4 Security 
Systems and 
Equipment 

The Contractor 
shall perform 
maintenance on 
security systems 
and equipment to 
ensure proper 
operation, to 
minimize 
breakdowns and to 
maximize useful 
life. 

Security systems and equipment 
are provided in J-1502000-11. 
 
The Contractor shall maintain, 
inspect and test security systems 
and equipment in accordance 
with manufacturers’ 
recommended procedures, OEM 
standards, NFPA and UFC.  

Maintenance and 
repair 
accomplished per 
OEM 
recommendations 
and standards. 

3.2.5 Unfired 
Pressure 
Vessels (UPV) 

The Contractor 
shall perform 
maintenance on 
UPVs and 
associated 
equipment to 
ensure proper 
operation, to 
minimize 
breakdowns, and to 
maximize useful 
life. 

UPVs are provided in J-
1502000-12. 
 
The Contractor shall maintain, 
inspect and test UPVs in 
accordance with UFC 3-430-07, 
UFC 3-410-01, manufacturers’ 
recommended procedures and 
OEM standards.   
 
Annual PM shall coincide with 
certifications specified in Spec 

Maintenance, 
inspection, testing 
and repair 
accomplished per 
UFC 3-430-07, 
UFC 3-410-01 and 
manufacturers’ 
recommended 
procedures and 
OEM standards.   
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Standard 
item 3.4.2.  

3.2.6 Ventilation 
Systems 

The Contractor 
shall perform 
maintenance on 
ventilation systems 
to ensure proper 
operation, to 
minimize 
breakdowns, and to 
maximize useful 
life. 

Ventilation Systems are 
provided in J-1502000-13. 
 
The Contractor shall develop 
and implement a program to 
maintain, inspect, clean, and 
make all necessary repairs to 
ventilation systems. 

Maintenance, 
inspection, 
cleaning and repair 
accomplished per 
accomplished per 
OEM 
recommendations 
and standards. 

3.3 Integrated 
Maintenance 
Program 
(IMP) 
 
 

The Contractor 
shall develop and 
implement an IMP 
program for 
facilities, systems, 
ground structures 
and other assets to 
ensure they are 
safe, fully 
functional, 
minimize 
breakdowns and to 
maximize useful 
life. 

The Contractor shall develop 
and submit an IMP per Section 
F. 
 
The IMP shall include the 
Contractor’s approach for 
integrated maintenance, 
including maintenance and 
inspection tasks, schedules for 
planned work accomplishment, 
plan for minimizing occurrence 
of repair and downtime, process 
for the identification of the need 
for repairs, and the process for 
scheduling and completing 
repair work. 
 
As part of the IMP, the 
Contractor is fully responsible 
for any individual occurrence of 
repair, including replacement up 
to the IMP limit of liability of 
$5,000 in direct labor and direct 
material cost for each piece of 
equipment per incident.  The 
Government will only pay for 
the portion of direct labor and/or 
direct material cost that exceeds 
the IMP limits of liability. 
 
The Contractor shall, per Annex 
2, notify the KO upon 
identification that the repair will 
exceed the liability limit listed 
above.  If the estimated cost of 
the repair exceeds the IMP 
liability limit, the Government 
may order the work under the 
non-recurring work section of 
this contract; however, the 
Government will only be liable 

Maintenance is 
performed in 
accordance with 
Contractor's IMP 
and work schedule. 
 
When a problem or 
a need for repair is 
identified during 
normal working 
hours, the 
Contractor shall 
respond within 30 
minutes and 
complete the repair 
within 48 hours. 
 
When a problem or 
a need for repair is 
identified outside 
normal working 
hours, the 
Contractor shall 
respond within two 
hours and complete 
the repair within 48 
hours. 
 
Facilities, systems, 
ground structures 
and other assets are 
in normal working 
condition and 
function properly 
in accordance with 
OEM 
specifications, 
including 
recertification if 
applicable. 
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Standard 
for the amount of cost exceeding 
the IMP limit of liability. 
 
Example: If an individual 
occurrence of repair requires 
$5,100 in direct labor and/or 
direct material cost, the 
Government may issue a task 
order in accordance with the 
non-recurring work portion of 
the contract for the $100 in 
direct labor and/or direct 
material cost that exceeds the 
IMP limit of liability. 
 
The Contractor shall not use 
breakdown maintenance as part 
of the IMP program. 
 
The Contractor shall perform all 
repairs, whether identified as 
part of their routine IMP 
accomplishment, QC 
inspections, or notification from 
the Government that a 
breakdown or malfunction has 
occurred.   
 
The Contractor shall document 
each IMP service at the worksite 
by affixing or updating a 
Contractor furnished durable tag 
to the system or component 
being serviced, inspected or 
tested. As a minimum, the tag 
shall state asset number, the type 
of inspection and/or test 
performed the date, and the 
Contractor’s signature. In 
addition to the IMP cards 
attached to the system additional 
IMP cards shall be attached 
directly to gages to document 
testing/replacement and to 
strainers to document cleaning. 
Labels or IMP cards shall also 
be attached to storage cylinders 
to document replacement or 
hydrostatic testing. Annual 
System Inspection and 
Certification Requirement Tags 
shall be provided and installed 
on each system. 

When PM is 
complete the 
facility, system, 
ground structure or 
other asset is fully 
functional and does 
not present danger 
to personnel or 
equipment. 
 
Equipment tag is 
legible and updated 
after completion of 
each PM or work 
order. 
 
Notification of 
repair work 
exceeding the IMP 
limit of liability is 
submitted to the 
KO within the 
specified time. 
 
ICAP assessments 
and documentation 
are completed 
annually and 
recorded in 
CMMS. 
 
Freeze protection is 
accomplished per 
the Contractor’s 
program and 
schedule.   
 
IMP systems are 
protected from 
freezing and no 
damage occurs 
from freezing 
 
Mechanical rooms 
are clean and 
maintained. 
.   
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If the Government identifies a 
problem or a need for repair, the 
Government will contact the 
Contractor’s work reception.   
 
Notification for accomplishment 
of repair of equipment and 
systems maintained under IMP 
is not a service order under 
Annex 1502000 Spec Item 3.1.   
 
As part of the IMP program, the 
Contractor shall perform 
equipment condition 
assessments to support the 
Infrastructure Condition 
Assessment Program (ICAP).   
 
The Contractor shall assess and 
document equipment condition 
annually.  Depending on the type 
of equipment, as related by 
Uniformat Classification, the 
Contractor must assess the 
condition of one to 12 meters.  
The description of meter groups 
for each Uniformat 
Classification is provided in J-
1502000-05.  The general direct 
condition rating guidance is 
shown in J-1502000-06 and 
condition rating guidance 
specific to each meter group is 
provided in J-1502000-07. 
 
Direct condition ratings shall be 
reported as specified in the 
Computerized Maintenance 
Management Systems (CMMS) 
Spec Item in Annex 0200000. 
 
The Contractor shall maintain 
mechanical rooms that house 
IMP equipment in a clean and 
safe condition including re-
lamping.   
 
The Contractor shall submit a 
monthly IMP schedule and IMP 
maintenance and repair status 
report per Section F. 

3.3.1 Airfield The Contractor The airfield lighting systems and Maintenance is 
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Lighting 
Systems 

shall perform 
maintenance on 
Airfield Lighting 
Systems to ensure 
proper operation 
and compliance 
with operating 
standards. 

minimum required operational 
procedures are provided in J-
1502000-14. 
 
The Contractor shall develop 
and implement an airfield 
lighting maintenance program to 
inspect, clean, re-lamp, and 
make all necessary repairs to 
airfield systems, such as: 
electrical distribution systems, 
lightning arrestors and 
grounding systems, distance 
remaining markers, par “navaid 
radar”, main electrical supply 
panels, IFLOLS (improved 
Fresnel Lens Optical Landing 
System) and LSO main electrical 
supply panels, warning light at 
Langley Street and taxiway Z. 
 
The approach lighting system 
shall be considered operational 
provided that no more than two 
bars are out (two or more lamps 
out on a bar determine bar 
outage) or four sequence flashers 
are out.   
 
There shall be no more than 
three runway lights out on any 
one runway with no consecutive 
runway lights out.   
 
There shall be no more than five 
taxiway lights out per airfield 
with no consecutive taxiway 
lights out.   
 
There shall be no Precision 
Approach Path Indicator Lights 
(PAPI Lights) out per airfield.  
These systems shall be 
maintained in a condition such 
that leakage currents or faults to 
ground would not create a 
noticeable loss of brightness on 
any regulator intensity step 
setting. 
 
The contractor shall comply with 
NAVAIR 51-50AAA-2; General 
Requirements for Shore based 

performed in 
accordance with 
Contractor's 
program and work 
schedule. 
 
Airfield lighting 
operates properly 
and complies with 
operating 
standards.   
 
All lights are free 
and clear of 
obstructions.   
 
Date and time of 
inspections, 
maintenance, and 
repairs to airfield 
lighting 
documented in 
Airfield Lighting 
Maintenance 
Logbook. 
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Standard 
Airfield Marking and Lighting, 
UFC 3-535-01 Visual Air 
Navigational Facilities, and 
CNATRA Instruction 11130.2, 
Aircraft Grounding Points 
Requirements. 
 
The Contractor shall provide an 
Airfield Lighting Maintenance 
Logbook and document date and 
time of inspections, 
maintenance, and repairs to 
airfield lighting.  

3.3.2 Auxiliary 
Generator 
Systems 

The Contractor 
shall develop and 
implement an IMP 
program for 
Auxiliary 
Generator Systems 
to ensure proper 
operation, to 
minimize 
breakdowns and to 
maximize useful 
life. 

Auxiliary generator systems are 
provided in J-1502000-15. 
 
The Contractor shall comply 
with NAVFAC MO-912 and 
UFC 3-560-01. 
 
IMP shall include periodic 
startup, run, load test, fuel 
testing; reconditioning and water 
removal and annual simulation 
of power outage to ensure 
generator, transfer switch, UPS 
systems function properly. 
 
Auxiliary generator systems 
equipped with an automatic 
transfer switch shall be activated 
to restore electrical power within 
five minutes following loss of 
power and shut down within 15 
minutes following restoration of 
power. 
 
The Contractor shall establish 
and maintain a log that lists:  
date of check and number of run 
hours shown by the hour meter 
for emergency and non- 
emergency.  Operational 
exercising shall not damage 
existing equipment; result in 
additional outages or impact 
customers.  The Contractor shall 
submit a copy of the log to the 
KO and COR monthly. 
 
The Contractor shall load bank 
test all emergency generators 
annually in accordance with 

Maintenance is 
performed in 
accordance with 
Contractor's IMP 
program and work 
schedule.  
 
Auxiliary generator 
provides electrical 
power to meet the 
load demand for 
the duration of a 
power outage. 
 
Auxiliary 
generators activate 
to restore electrical 
power within five 
minutes following 
loss of power and 
shut down 
following 
restoration of 
power. 
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Standard 
manufacturer’s Operation and 
Maintenance (O & M) manuals.  
The Contractor shall submit a 
record date of test, resistance, 
capacitance, inductive and 
impedance readings to the KO 
and COR within 10 days after 
completing the test. 
 
The Contractor shall ensure that 
sufficient fuel is available for 
auxiliary generator operations at 
all times.  The Contractor shall 
initiate fuel orders, receive fuel 
from tanker trucks, transfer to 
storage tanks, and make all 
operational fuel transfers.  The 
Contractor shall comply with all 
Federal regulations pertaining to 
fuel operations. 

3.3.2.1 Uninterruptibl
e Power 
Supplies 
(UPS) 

The Contractor 
shall develop and 
implement an IMP 
program for 
uninterruptible 
power supply 
systems to ensure 
proper operation, to 
minimize 
breakdowns and to 
maximize useful 
life. 

Uninterruptible Power Supply 
Systems are provided in J-
1502000-15. 

Maintenance is 
performed in 
accordance with 
Contractor's IMP 
program and work 
schedule. 
 

3.3.3 Boiler Systems The Contractor 
shall develop and 
implement an IMP 
program for Boiler 
Systems to ensure 
proper operation, to 
minimize 
breakdowns and to 
maximize useful 
life. 

Boiler systems are provided in J-
1502000-16.   

Maintenance is 
performed in 
accordance with 
Contractor's IMP 
program and work 
schedule. 

3.3.3.1 Boiler Systems 
Maintenance 

The Contractor 
shall develop and 
implement an IMP 
program for Boiler 
Systems to ensure 
proper operation, to 
minimize 
breakdowns and to 
maximize useful 
life. 

The Contractor personnel 
working on boilers and 
associated systems must possess 
applicable state and local 
licensing and certification 
requirements. 
 
Boilers shall be maintained in 
accordance with UFC 3-430-07, 
UFC 3-410-01, ASME Sections 
VI, VII, ANSI B31.1, the 

Maintenance is 
performed in 
accordance with 
Contractor's IMP 
program and work 
schedule. 
 
Sufficient fuel is 
available to support 
boilers operations. 

N69450-16-R-2111 
Regional Base Operation Support I (RBOSI) 

Naval Station Mayport, Florida

Page 74 of 330 
Amendment 0006



Section C – 1502000 
Facility Investment 

 

1502000 – Facility Investment 
Spec Item Title Performance 

Objective 
Related Information Performance 

Standard 
National Board of Boiler 
Inspectors Codes, OEM 
manufacturers recommended 
procedures and current industry 
standards to operate boilers at 
the highest efficiency possible. 
 
The Contractor shall ensure that 
sufficient fuel is available for 
boiler operations at all times.  
The Contractor shall initiate fuel 
orders, receive fuel from tanker 
trucks, transfer to storage tanks, 
and make all operational fuel 
transfers.  The Contractor shall 
comply with all Federal 
regulations pertaining to fuel 
operations. 

3.3.3.2 Boiler Water 
Testing and 
Treatment 
Services 

The Contractor 
shall provide and 
implement a boiler 
water testing and 
treatment program 
to ensure optimum 
equipment 
operation and to 
maximize useful 
life. 

The Contractor shall develop a 
Boiler Water Testing and 
Treatment Program and submit 
to the KO for review within 30 
days following contract award. 
 
The Contractor shall test and 
treat boiler water in accordance 
with equipment manufacturer’s 
specifications. 
 
The Contractor shall maintain 
boiler water within the limits 
specified in Section 3120 of 
NAVFACINST 11300.37. 
 
The Contractor shall submit 
boiler water testing and 
treatment reports to the KO and 
COR monthly. 
 
For hot water boilers with 
capacities exceeding 5 BTH and 
steam boilers with capacities 
exceeding .4 BTH, samples of 
feedwater, boiler water and 
condensate shall be tested and 
certified monthly by an 
independent laboratory for 
simultaneous comparison with 
Contractor analyses. 

Sampling and 
testing is 
accomplished in 
accordance with 
the Contractor's 
program and 
schedule. 
 
Test results 
confirm that boiler 
water meets the 
chemical residual 
limits specified in 
Section 3120 of 
NAVFACINST 
11300.37. 

3.3.4 Fire Protection 
Systems 

The Contractor 
shall develop and 
implement an IMP 
program for Fire 

Fire Protection systems are 
provided in J-1502000-17. 
 
IMP shall comply with 

Maintenance is 
performed in 
accordance with 
Contractor's IMP 
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Standard 
Protection Systems 
to ensure proper 
operation, to 
minimize 
breakdowns and to 
maximize useful 
life. 

established guidelines in UFC 3-
601-02, Operations and 
Maintenance: Inspection, 
Testing, and Maintenance of Fire 
Protection Systems. 
 
Repairs shall meet all OEM 
requirements and NFPA codes 
and standards. 
 
The Contractor shall coordinate 
with the CNRSE "NERMS 
Alarm Administrator" as to 
receipt of the Daily Regional 
Dispatch Center (RDC) Fire 
Alarm Reports, initiate repairs 
and provide a weekly response / 
status to all listed Alarms Types 
(Troubles, Faults, etc.) including 
tracking and response back for 
those fire alarm systems placed 
in an approved "outage" for 
Government directed 
renovations /modifications, etc.  
 
The Contractor shall coordinate 
with and provide the CNRSE 
“NERMS Alarm Administrator” 
with a full listing of all certified 
Fire Alarm Technicians to 
acquire a PIN with approved and 
cataloged "PIN" number for - 
coordination of alarms, taking an 
alarm out for service and 
required testing. 
 
The Contractor shall provide for 
Freeze Protection Services as 
required to prevent damage to 
the Systems. 
 
Testing which results in any 
discharge of water shall be 
controlled to the extent possible 
by containing the discharge (by 
hoses or other approved means) 
and routing to the nearest catch 
basin.  No discharge onto 
pedestrian /vehicle passageways 
(sidewalks, paved or concrete 
surfaces) shall be allowed when 
weather conditions are expected 
to be conducive to freezing 

program and work 
schedule. 
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Standard 
within 48 hours. 
 
The Contractor shall comply 
with NAVFAC safety and health 
regulations, requirements, 
procedures and controls for work 
involving maintenance of 
chemical and gaseous systems. 
Maintenance shall be 
accomplished in accordance with 
the following: 
1. Schedule maintenance in non-
work periods whenever possible. 
2. Include an emergency air pack 
as part of Contractor personal 
protective equipment. 
3. Do not commence work until 
a Government Representative 
has notified any personnel in 
areas serviced by the system that 
system maintenance will be 
performed.  The Government 
Representative will request 
personnel to leave the areas and 
will remain onsite, outside the 
work area during 
accomplishment of work. 
 
Repairs shall meet all OEM 
requirements and NFPA codes 
and standards. 

3.3.5 Frequency 
Converters 
(400 HZ) 
Systems 

The Contractor 
shall develop and 
implement an IMP 
program for 
Frequency 
Converters (400 
HZ) systems to 
ensure proper 
operation, to 
minimize 
breakdowns and to 
maximize useful 
life. 

Frequency Converters (400 HZ) 
Systems are provided in J-
1502000-18. 
 
The Contractor shall ensure 
Frequency Converters (400 HZ) 
system shall deliver electrical 
power as intended, and shall 
encompass all associated 
equipment  
 
The Contractor shall maintain, 
test, adjust and repair 400 HZ 
PSUs per manufacturer’s 
recommendations.   
 
As part of the IMP, the 
Contractor shall include all 
equipment, components of the 
Frequency Converters (400 HZ) 
systems, equipment, monitoring 
and control systems, such as: 

Maintenance is 
performed in 
accordance with 
Contractor's IMP 
program and work 
schedule. 
 
Frequency 
Converters (400 
HZ) provide 
electrical power to 
meet the load 
demand. 
 
Systems and 
equipment are 
maintained and 
repaired to sustain 
a fully functional 
and operable 
condition in 
accordance with 
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Standard 
motor generator sets, solid state 
units, power cables, safety 
devices (including obstruction 
lighting) located within or on the 
PSU, motor starter, contactors, 
circuit breaker, etc. 
 
Aircraft shall be operational and 
shall not be disrupted because of 
the non-availability of 
Frequency Converters (400 HZ) 
400HZ. 

OEM 
specifications. 

3.3.6 HVAC and 
Refrigeration 
Systems 

The Contractor 
shall develop and 
implement an IMP 
program for HVAC 
and Refrigeration 
Systems to ensure 
proper operation, to 
minimize 
breakdowns and to 
maximize useful 
life. 

HVAC and refrigeration systems 
are provided in J-1502000-19. 

Maintenance is 
performed in 
accordance with 
Contractor's IMP 
program and work 
schedule. 

3.3.6.1 HVAC and 
Refrigeration 
Systems 
Maintenance 

The Contractor 
shall develop and 
implement an IMP 
program for HVAC 
and Refrigeration 
Systems to ensure 
proper operation, to 
minimize 
breakdowns and to 
maximize useful 
life. 

HVAC and refrigeration systems 
are provided in J-1502000-19. 
 
Temperature settings for HVAC 
and refrigeration systems shall 
be maintained as specified in J-
1502000-20. 
 
As part of the IMP, the 
Contractor shall include all 
equipment, components of the 
HVAC and Refrigeration 
Systems and all mechanically 
and electrically interlocked 
ancillary parts, equipment, and 
components of the HVAC and 
Refrigeration Systems such as: 
air handling units, blowers, 
boilers, chillers, compressors 
(including air compressors), 
condensers, controls, cooling 
towers, dehumidifiers, diffusers, 
driers, ducts, electrical 
disconnects, evaporators, fans, 
fan coil units, filters, fire 
dampers, fresh air dampers, 
heaters, heat exchangers, heat 
pumps, hoods, humidification 
systems, insulation, intakes, 
package units, piping, pumps, 

Conditioned spaces 
are continuously 
maintained at the 
required 
temperature and air 
quality standards. 
 
HVAC and 
refrigeration 
systems are in 
compliance with 
environmental 
regulations. 
 
HVAC Boilers are 
maintained to the 
performance 
objectives and 
standards of Spec 
Item 3.3.3.  
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Standard 
refrigeration boxes, registers, 
returns, strainers, ultraviolet 
lighting, valves, VAV boxes, 
variable frequency drives, water 
treatment systems, monitoring 
and control systems including 
the EMCS.   
 
The Contractor shall not vent or 
otherwise dispose of any ozone-
depleting refrigerant in a manner 
that will permit its release into 
the environment.  These 
refrigerants shall be captured 
and recycled in accordance with 
all Federal, state, and local 
environmental regulations. 

3.3.6.2 Energy 
Management 
Control 
System 
(EMCS) 

The Contractor 
shall develop and 
implement an IMP 
program for 
Energy 
Management 
Control System to 
ensure proper 
operation, to 
minimize 
breakdowns and to 
maximize useful 
life. 

The Energy Management 
Control System is provided in J-
1502000-19. 
 
As part of the IMP, the 
Contractor shall include all 
equipment, components of the 
Energy Management Control 
System (EMCS) and all 
mechanically and electrically 
interlocked ancillary parts, 
equipment, and components of 
the EMCS; such as: 
communication equipment, 
computers, computer work 
stations, controllers, field 
devices, graphics, hardware, 
software, monitoring and control 
system, printers, work stations, 
etc.  
 
The Contractor shall maintain 
EMCS systems software current 
and implement any future 
versions of the systems software 
at no additional cost to the 
Government. 

Energy 
Management 
Control System is 
in normal working 
condition and 
functions properly 
in accordance with 
OEM 
specifications. 
 
EMCS systems 
software is current. 

3.3.6.3 HVAC 
Seasonal Start-
Up and 
Shutdown 

The Contractor 
shall perform 
seasonal start-up 
and shutdown to 
ensure HVAC 
systems are 
prepared and 
activated at the 
start of each season 

The Contractor shall perform 
start-up and shutdown of HVAC 
systems when directed by the 
KO.  
 
The air conditioning systems 
listed are normally shutdown 
during the months of October or 
November, and started up during 

Seasonal start-up 
and shutdown work 
completed within 
three working days 
of the specified 
start date for 
equipment in 
individual 
buildings, or within 
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Standard 
and deactivated 
and preserved at 
the end of each 
season. 

the months of April or May; 
however, the length of the 
season will vary and no 
adjustment in the contract price 
is made regardless of the actual 
length of the season.  The KO 
will advise the Contractor of the 
specific date or dates when such 
services should begin to be 
accomplished. 
 
Fall shutdown shall include 
securing and winterizing the air 
conditioning system and 
activating steam, electric, or gas 
heating system and resetting all 
thermostats as required. 
 
Spring start-up shall include 
activating the air conditioning 
system and securing and 
preserving all heating coils or 
heat exchangers and resetting all 
thermostats as required. 
 
The Contractor shall repeat start-
up and shutdown of each 
designated HVAC system as 
required by the KO. 

five working days 
if services are 
ordered for all 
systems at the same 
time. 
 

3.3.6.4 HVAC Water 
Testing and 
Treatment 
Services 

The Contractor 
shall provide and 
implement a 
HVAC water 
testing and 
treatment program 
to ensure optimum 
equipment 
operation and to 
maximize useful 
life. 

The Contractor shall develop an 
HVAC Water Testing and 
Treatment Program and submit 
to the KO for review within 30 
days following contract award. 
 
The Contractor shall develop a 
HVAC Water Testing and 
Treatment Program for water-
cooled, cooling towers and 
boiler heating and chilled and 
hot water closed loop systems 
per equipment manufacturer’s 
specifications, ASHRAE 
standards, and the Unified 
Facilities Guide Specifications 
(UFGS) for applicable 
equipment.   
 
The Contractor shall provide and 
install monitoring and treatment 
equipment. Work includes 
flushing and cleaning of cooling 
towers, and testing and treatment 

Sampling and 
testing is 
accomplished in 
accordance with 
the Contractor's 
program and 
schedule. 
 
Test results 
confirm that 
cooling or chilled 
water meets the 
chemical residual 
limits in 
accordance with 
the Contractor’s 
HVAC water 
testing and 
treatment program. 
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Standard 
of circulating water to prevent 
accumulation of scale, corrosion, 
biological growth and other 
foreign materials.  Program shall 
be designed to be effective over 
the entire expected temperature 
range.   
 
The Contractor shall submit 
HVAC water treatment test 
reports to the KO and COR 
monthly. 

3.3.6.5 Condenser 
Tube 
Inspection 

The Contractor 
shall conduct 
condenser tube 
inspections to 
ensure tubes are 
clear and water 
treatment program 
is effective. 

The Contractor shall develop a 
Condenser Tube Inspection 
Program and submit to the KO 
for review within 30 days 
following contract award. 
 
The Contractor shall coordinate 
condenser tube inspections with 
the KO.  The KO may designate 
one condenser per month to be 
inspected for scaling or 
corrosion of heat transfer tubes 
to determine effectiveness of 
water treatment program.  The 
KO will notify the Contractor of 
date and time five days prior to 
the inspection.   
 
The Contractor will arrange for 
system to be shut down when the 
load of the system is minimal 
which may be outside normal 
working hours.  The Contractor 
shall remove heads from 
condensers for inspection of the 
tubes.  If buildup of scale is in 
excess of 0.01 inch, the tubes 
shall be cleaned.  If scale is built 
up in condensers for two 
consecutive months, all 
condensers will be systemically 
inspected and tubes cleaned as 
required using nondestructive 
cleaning methods. 

Condenser tube 
inspections are 
accomplished per 
the Contractor’s 
program and 
schedule. 
 
Condenser tube 
inspections ordered 
by the Contracting 
Officer do not 
identify scale 
build-up greater 
than .01 inches. 
 
Scale build up is 
less than 0.01 inch 

3.3.7 Vertical 
Transportation 
Equipment 
(VTE) 

The Contractor 
shall develop and 
implement an IMP 
program for 
vertical 
transportation 
equipment to 

Vertical Transportation 
Equipment Systems are provided 
in J-1502000-21. 
 
IMP shall comply with 
manufacturers’ recommended 
procedures, OEM standards, 

Maintenance is 
accomplished in 
accordance with 
Contractor's IMP 
and work schedule.
 
Systems and 
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Standard 
ensure proper 
operation, to 
minimize 
breakdowns and to 
maximize useful 
life. 

ASME A17.1, and MO-118, 
Inspection of Vertical 
Transportation Equipment.  
 
For certification that is required 
per ASME A17.1 due to work 
performed as part of IMP, refer 
to the Spec Item for Inspection, 
Testing, and Certification of 
VTE. 

equipment are 
maintained and 
repaired to sustain 
a fully functional 
and operable 
condition in 
accordance with 
OEM 
specifications. 

3.4 Inspection, 
Testing, and 
Certification 
Program 

The Contractor 
shall provide 
inspection, testing, 
and certification 
services to ensure 
they are safe, fully 
functional, and 
operational. 

The Contractor shall develop an 
inspection, testing, and 
certification program. 
 
The Contractor shall submit an 
inspection, testing, and 
certification program summary 
report per Section F. 
 
The Contractor shall submit an 
inspection, testing and 
certification schedule and a copy 
of all the equipment 
certifications per Section F. 
 
Notification of repair work 
exceeding the recurring work 
limits of liability specified for 
specific systems and equipment 
shall be submitted to the KO 
within two hours of 
identification.  Service orders or 
non-recurring work may be 
issued for repairs exceeding the 
recurring work limits of liability, 
as applicable. 
 
The Contractor shall document 
each inspection, testing and 
certification service at the 
worksite by affixing or updating 
a Contractor furnished durable 
tag to the system or component 
being serviced, inspected or 
tested.  As a minimum, the tag 
shall state asset number, the type 
of inspection and/or test 
performed the date, and the 
Contractor’s signature.  In 
addition to the inspection, testing 
and certification cards attached 
to the system additional 
inspection, testing and 

All certifications 
are current. 
 
Testing, inspection, 
and certification 
services performed 
and completed in 
accordance with 
the inspection, 
testing, and 
certification 
program and 
schedule. 
 
Testing, inspection, 
and certification 
services performed 
in accordance with 
applicable 
references. 
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certification cards shall be 
attached directly to gages to 
document testing/replacement 
and to strainers to document 
cleaning.  Labels or inspection, 
testing and certification cards 
shall also be attached to storage 
cylinders to document 
replacement or hydrostatic 
testing.  Annual System 
inspection and certification 
requirement tags shall be 
provided and installed on each 
system. 

3.4.1 Backflow 
Prevention 
Devices 

The Contractor 
shall prepare, 
inspect, test and 
certify backflow 
prevention devices 
to ensure they are 
safe, fully 
functional, and 
operational. 

Backflow prevention devices are 
provided in J-1502000-22. 
 
The Contractor shall comply 
with inspection, testing, and 
certification requirements of the 
applicable regulatory agency and 
as specified in paragraph 10.6 of 
UFC-3-230-02, Operation and 
Maintenance: Water Supply 
Systems, UG-2029-ENV Cross-
Connection Control and 
Backflow Prevention Program 
Implementation at Navy Shore 
Facilities, and paragraph 8-5.3 of 
the current version of 
OPNAVINST 5090.1, 
Environmental and Natural 
Resources Program Manual, 
OEM requirements and 
standards, equipment 
manufacturer's recommendations 
and commercially accepted 
practices. 
 
As part of the Backflow 
Prevention Device Inspection, 
Testing, and Certification 
services, the Contractor is fully 
responsible for any individual 
occurrence of incidental repair 
up to the incidental repair limit 
of liability of $500 in direct 
labor and direct material cost for 
each piece of equipment per 
incident.  Incidental repairs 
performed under recurring 
services are not considered a 
service order.  The Government 

Testing, inspection, 
and certification of 
backflow 
prevention devices 
performed and 
completed in 
accordance with 
the inspection, 
testing, and 
certification 
program and 
schedule. 
 
Backflow 
prevention devices 
are certified in 
accordance with 
UFC-3-230-02, 
UG-2029-ENV, 
and OPNAVINST 
5090.1. 
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Standard 
will only pay for the portion of 
direct labor and direct material 
cost that exceeds the incidental 
repair limit of liability. 
 
Example: If an individual 
occurrence of incidental repair 
requires $550 in direct labor and 
direct material cost, the 
Government may issue a service 
order or a task order in 
accordance with the non-
recurring work portion of the 
contract for the $50 in direct 
labor and direct material cost 
that exceeds the incidental repair 
recurring work limit of liability. 

3.4.2 Boilers and 
UPVs 

The Contractor 
shall clean, 
prepare, and 
operate boilers 
and/or UPVs to 
support 
certification.  

UPVs are provided in J-
1502000-12. 
 
Boiler systems are provided in J-
1502000-16.   
 
Fire Protection systems are 
provided in J-1502000-17. 
 
HVAC Systems are provided in 
J-1502000-19. 
 
The Contractor shall prepare 
boilers and/or UPVs for testing, 
inspection, and certification in 
accordance with the National 
Board of Boiler and Pressure 
Vessel Inspectors Code, UFC 3-
410-06, and UFC 3-430-07.   
 
The Contractor shall 
immediately void any boiler 
inspection safety certificates 
upon the discovery of a safety 
deficiency regardless of the 
expiration date on the certificate.  
The certificate will again be 
valid only after the deficiency 
has been corrected by the 
Contractor and the boiler has 
been re-certified. 
 
The Contractor shall thoroughly 
clean and prepare the system 
boilers and/or UPVs for testing 
and certification.  The 

Testing, inspection, 
and certification of 
boilers and/or 
UPVs performed 
and completed in 
accordance with 
the Inspection, 
Testing, and 
Certification 
Program and 
Schedule. 
 
Boilers and/or 
UPVs promptly 
returned to service 
upon issuance of 
certification.   
 
Boilers and/or 
UPVs are prepared 
for inspection and 
certification in 
accordance with 
UFC 3-410-06 and 
UFC 3-430-07. 
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Standard 
Contractor is fully responsible 
for and shall perform any 
repairs, including replacement, 
discovered during inspection, 
testing, and certification up to 
the recurring work limit of 
liability specified in 1502000 
Spec Items 3.2 and 3.3, as 
applicable.   
 
The Contractor shall return 
boilers and/or UPVs to service 
upon issuance of certification. 
 
The Contractor shall refrain 
from operating a boiler and/or 
UPV without a valid NAVFAC 
inspection certificate. 
 
The Contractor shall perform all 
certification testing in the 
presence of the Government 
Certified Boiler Inspector.   
 
The Contractor shall provide 
five working days advance 
notification to the KO  when 
boilers and/or UPVs is ready for 
testing and certification for 
coordination with the 
Government provided inspector. 
 
The Contractor shall assist the 
Certified Boiler Inspector in 
performing the testing for 
certification. 
 
The Contractor shall notify the 
Government when equipment is 
ready for testing and 
certification. 
 
The Contractor shall maintain 
files of inspection reports and 
inspection certificates  
 
The Contractor shall provide 
files for Government review and 
inspection when requested. 

3.4.3 Grounding 
Points 

The contractor 
shall inspect, test, 
and provide 
complete 

Grounding points are provided 
in J-1502000-23. 
 
The Contractor shall develop 

Ground points 
inspected and 
tested performed in 
accordance with 
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identification 
marking of 
grounding points to 
ensure safe and 
proper operations. 

and implement a ground point 
inspection and testing program 
and submit to the KO and COR 
for review within 30 days after 
contract award and on a 14-
month cycle thereafter. 
 
The Contractor shall repaint the 
identification markings semi-
annually. 
 
Grounding points shall be tested 
in accordance with 
CNATRAINST 11130.2, MIL-
HDBK-274 and NAVSEA OP-5, 
Revision 7. 
 
A report of the test results shall 
be submitted to the KO within 
two working days of the 
completed test.  Report shall 
include location, type, date 
tested, and ohms measured. 

Contractor's 
program and work 
schedule. 
 
Ground point 
identification 
markings repainted 
as specified. 
  

3.4.4 Vertical 
Transportation 
Equipment 
(VTE) 

The Contractor 
shall prepare, 
inspect, test, and 
operate VTE 
systems to support 
Government 
certification.  
 

Vertical Transportation 
Equipment Systems are provided 
in J-1502000-21. 
 
The Contractor shall prepare 
VTE for testing, inspection, and 
certification in accordance with 
ASME A17.1, NFPA, 
manufacturers’ recommended 
procedures and OEM standards.  
 
The Contractor shall perform all 
inspections and tests for 
certification in the presence of a 
Government provided inspector. 
 
As specified in paragraph 1.2.2 
of NAVFAC MO-118, 
Inspection of Vertical 
Transportation Equipment, all 
vertical transportation equipment 
shall have a valid current 
certificate posted in the car or 
maintained in the Public Works 
office.  If the certificate is on file 
in Public Works office a notice 
will be posted in the car stating 
where the certificates can be 
found. 
 

Notification of 
repair work 
necessary to 
maintain 
certification is 
reported to the 
Government within 
one hour of 
identification. 
 
VTE inspection 
and testing is 
completed when 
due. 
 
Inspection and 
testing of VTE 
performed and 
completed in 
accordance with 
the inspection and 
testing program 
and schedule. 
 
VTE prepared for 
inspection and 
certification in 
accordance with 
NAVFAC MO-
118. 

N69450-16-R-2111 
Regional Base Operation Support I (RBOSI) 

Naval Station Mayport, Florida

Page 86 of 330 
Amendment 0006



Section C – 1502000 
Facility Investment 

 

1502000 – Facility Investment 
Spec Item Title Performance 

Objective 
Related Information Performance 

Standard 
The Contractor shall prepare 
VTE for testing and certification.  
The Contractor is fully 
responsible for and shall perform 
any repairs, including 
replacement, discovered during 
inspection, testing, and 
certification up to the limit of 
liability specified in 1502000 
Spec Item 3.3.  
 
The Contractor shall provide 
five working days advance 
notification to the KO when 
VTE is ready for testing and 
certification for coordination 
with the Government provided 
inspector. 
 
The Contractor shall submit the 
Inspection and Test Report for 
Vertical Transportation 
Equipment (VTE) per Section F. 

3.5 Other 
Recurring 
Services 
Program 

The Contractor 
shall develop and 
implement an 
Other Recurring 
Services Program 
for facilities, 
systems, ground 
structures and other 
assets to ensure 
proper operation, to 
minimize 
breakdowns, and to 
maximize useful 
life. 

The Contractor shall submit an 
Other Recurring Services 
Program Summary Report per 
Section F. 
 
The Contractor shall document 
each service at the worksite by 
affixing or updating a Contractor 
furnished durable tag to the 
system or component being 
serviced, inspected or tested.  As 
a minimum, the tag shall state 
asset number, the type of 
inspection and/or test performed 
the date and the Contractor’s 
signature.  In addition to the 
cards attached to the system 
additional cards shall be attached 
directly to gauges to document 
testing/replacement and to 
strainers to document cleaning.  
Labels or cards shall also be 
attached to storage cylinders to 
document replacement or 
hydrostatic testing.  Annual 
System inspection and 
certification requirement tags 
shall be provided and installed 
on each system. 

Other recurring 
services are 
accomplished in 
accordance with 
the Contractor's 
program and work 
schedule. 
 
Services are 
performed in 
accordance with 
manufacturers’ 
recommended 
procedures and 
OEM standards. 

3.5.1 Change of The Contractor Change of Occupancy Work COM is responded 

N69450-16-R-2111 
Regional Base Operation Support I (RBOSI) 

Naval Station Mayport, Florida

Page 87 of 330 
Amendment 0006



Section C – 1502000 
Facility Investment 

 

1502000 – Facility Investment 
Spec Item Title Performance 

Objective 
Related Information Performance 

Standard 
Occupancy 
Maintenance 
(COM) 

shall develop and 
implement a COM 
program to ensure 
quarters are 
available to meet 
demand. 
 

Requirements, Work 
Authorization Form, Paint Work 
Authorization Form, Custodial 
Work Authorization Form and 
Change of Occupancy 
Memorandum are provided in J-
1502000-24. 
 
The Unaccompanied Housing 
(UH) Manager(s) will attempt to 
give the Contractor at least five 
days advanced notice when a 
COM is required and any known 
major work requirements or the 
Contractor may coordinate an 
advanced inspection of the unit 
with the UH manager to prepare 
for the COM. 
 
As part of the COM, the 
Contractor is fully responsible 
for any individual occurrence of 
repair, including replacement up 
to the COM limit of liability of 
$2,000 in direct labor and direct 
material cost for each piece of 
equipment per incident.  The 
Government will only pay for 
the portion of direct labor and/or 
direct material cost that exceeds 
the COM limits of liability. 
 
The Contractor shall, per Annex 
2, notify the KO upon 
identification that the repair will 
exceed the liability limit listed 
above.  If the estimated cost of 
the repair exceeds the COM 
liability of limit, the Government 
may issue a recurring work 
service order or order the work 
under the non-recurring work 
section of this contract; however, 
the Government will only be 
liable for the amount of cost 
exceeding the COM limit of 
liability. 
 
Example: If an individual 
occurrence of incidental repair 
requires $2,100 in direct labor 
and/or direct material cost, the 
Government may issue a service 

to and completed 
within the specified 
time. 
 
Work is 
accomplished per 
Spec Item 2.3.1 
Workmanship and 
Material Standards. 
 

N69450-16-R-2111 
Regional Base Operation Support I (RBOSI) 

Naval Station Mayport, Florida

Page 88 of 330 
Amendment 0006



Section C – 1502000 
Facility Investment 

 

1502000 – Facility Investment 
Spec Item Title Performance 

Objective 
Related Information Performance 

Standard 
order or a task order in 
accordance with the non-
recurring work portion of the 
contract for the $100 in direct 
labor and/or direct material cost 
that exceeds the specified COM 
limit of liability. 
 
Historically, there have been 50 
COM’s ordered annually.   

3.5.2 Fuel Storage 
Tanks and 
Berms 

The Contractor 
shall develop and 
implement a Fuel 
Storage Tank and 
Berm Systems 
inspection, 
maintenance and 
repair program to 
ensure they are 
fully functional and 
operational to 
ensure the 
installation 
complies with 
Federal, state and 
local statutes and 
regulations, and 
with DoD policies, 
instructions and 
guidance. 

Fuel Storage Tanks and Berms 
are provided in J-1502000-25. 
 
The Contractor shall conduct 
monthly inspections of each tank 
system and weekly inspection of 
secondary containment in 
accordance with NAVSTA 
Mayport SPCC Plan, 40 CFR 
112, FAC 62-761, and FAC 62-
762.  The tank systems shall be 
inspected for leaks, corrosion, 
inadequate or improper 
pipefitting, drains, and adequacy 
of spill containment structures. 
Secondary containment systems 
and berm areas shall be 
inspected to remove and dispose 
of water within three days of 
rain event and if containment 
reaches 10% capacity. 
 
Provide a list of deficiencies to 
Installation Environmental 
Program Manager (IEPM) and 
KO within 48 hours of 
completing inspection. 
 
Test all tank sensors annually 
(includes gauges, leak detection 
devices and sump sensors).   
 
Notify KO, COR and Installation 
Environmental Program 
Manager within 30 minutes of 
discovery of sensor failure or 
leaking tank/piping. 
 
The Contractor shall maintain 
two files for each tank; one file 
shall include monthly 
inspections and annual sensor 
tests; second file shall include all 

Fuel storage tank 
systems are 
inspected.  
 
Secondary 
containment and 
berms are drained 
of within three 
days of rain events 
and if containment 
reaches 10% 
capacity.   
 
Leaking tanks or 
secondary 
containment is 
reported within 15 
minutes of 
discovery to 
NAVSTA Mayport 
Environmental 
Department and 
KO for 
arrangements of 
repairs. 
 
Notification of 
repair work 
necessary to 
maintain 
certification is 
reported to the 
Government within 
fifteen minutes of 
identification. 
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repairs/modifications made to 
tank.   
 
Maintain drainage and 
inspection log.  Qualified 
operator as defined by 40 CFR 
112 is required to standby during 
the entire time containment is 
draining.  Valves to remain 
locked, except during draining 
operation. 
 
The inspections are to be noted 
in an inspection log kept on site.  
The logs are to be kept with the 
drainage logs and any inventory 
reports.     
 
Dispose of contaminated 
rainwater in accordance with 
OPNAVINST 5090.1 series. 
 
Each time the overfill protection 
is tested, the results shall be 
documented on a checklist as per 
Attachment J-1800000-08 form 
similar to the one shown in each 
installation’s SPCC Plan.   
 
Repairs are accomplished 
through the contractors IMP 
program if tank system is a 
component of an IMP system.  
Emergency service orders or 
non-recurring work may be 
issued for repairs not covered by 
IMP. 

3.5.3 Grease and 
Grit Traps 

The Contractor 
shall develop and 
implement a grease 
and grit trap 
program to 
maintain, clean and 
repair traps to 
ensure proper 
operation, to 
minimize 
breakdowns, and to 
maximize useful 
life. 

Grease and grit traps are 
provided in J-1502000-26. 
 
The Contractor shall develop 
and submit a schedule for grease 
and grit trap maintenance, 
cleaning and repair cleaning to 
the KO within 30 days following 
contract award. 
 
The Contractor shall inspect, 
maintain and repair grease and 
grit traps monthly and clean 
grease and grit traps quarterly.  
 
The Contractor shall provide 

Grease and grit 
traps are cleaned in 
accordance with 
Contractor's work 
schedule. 
 
Grease and grit 
traps are clean and 
free of grease, 
sludge, and debris 
on baffles, 
perforated surfaces, 
and all other 
removable parts 
and function to 
meet the intended 
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chemical treatment to grease 
traps and sanitary line 
connections at to keep lines clear 
of buildup and prevent clogging 
after cleaning.  Product to be 
used in the treatment of grease 
trap and piping shall be organic, 
non-toxic, non-flammable, and 
biodegradable.   
 
The Contractor shall characterize 
and dispose of waste in 
accordance with the Annex 2. 

purpose. 
 
Monthly treatment 
report submitted 
per Section F. 

3.5.4 Lighting 
Systems 

The Contractor 
shall develop and 
implement a 
lighting system 
program to inspect, 
re-lamp, and make 
all necessary 
repairs to lighting 
systems to ensure 
proper operation, to 
minimize 
breakdowns, and to 
maximize useful 
life. 

Lighting Systems are provided 
in J-1502000-27. 
 
The Contractor shall develop 
lighting systems maintenance 
and repair program and submit 
to the KO within 30 days 
following contract award. 
 
At a minimum, the Contractor 
shall submit monthly schedules 
by the 25th of each month for the 
following month.  
 
The Contractor shall develop 
and implement a lighting 
maintenance program to inspect, 
clean, re-lamp, and make all 
necessary repairs to the lighting 
systems, such as: replacement of 
defective bulbs, batteries, tubes, 
ballasts, fuses, starters, covers, 
reflectors, photocells, controls 
and switches, traffic control 
lights and lane lights, 
controllers, loop sensors and 
pedestrian control buttons.  
 
Inspection, testing and 
maintenance of emergency and 
egress lighting shall comply with 
testing and documentation 
requirements of UFC 3-601-02 
and NFPA 101, Life Safety 
Code.   

Lighting systems 
are maintained per 
Contractor’s 
program and 
schedule. 
 
When a problem or 
a need for repair is 
identified, the 
Contractor shall 
complete the repair 
within two working 
days of 
identification. 
 
. 

3.5.4.1 Traffic Control 
Lighting 
Systems 

The Contractor 
shall develop and 
implement a traffic 
control lighting 
system program to 

Traffic Control Lighting 
Systems are provided in J-
1502000-28. 

Traffic lights and 
controls are 
maintained per 
Contractor’s 
program and 
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inspect, re-lamp, 
and make all 
necessary repairs to 
lighting systems to 
ensure proper 
operation, to 
minimize 
breakdowns, and to 
maximize useful 
life. 

schedule. 
 
When a problem or 
need for repair is 
identified for 
traffic control 
systems, the 
contractor shall 
respond within 30 
minutes between 
0600 and 1600.  
Two hours outside 
stated hours, 
weekends and 
holidays.  Work 
continues without 
interruption until 
emergent condition 
is arrested and 
systems are 
restored. 

3.5.5 Lint Traps The Contractor 
shall develop and 
implement a lint 
trap program to 
maintain, clean and 
repair traps to 
ensure unrestricted 
airflow from dryer 
exhaust systems. 

Lint trap descriptions are 
provided in J-1502000-29. 
 
The Contractor shall develop a 
lint trap maintenance and repair 
program and submit to the KO 
within 30 days following 
contract award. 
 
The Contractor shall clean and 
maintain wet traps, dryer lint 
traps, exhaust and ducts 
quarterly.   
 
The Contractor shall remove, 
clean and inspect all components 
for wear and tear and replace 
worn, cracked or broken 
components.  Lint shall not be 
left hanging on the exterior walls 
or roof exit points.   
 
The Contractor shall conduct a 
visual inspection of the interior 
and exterior of the dryer piping 
at all accessible points.   

All dryer lint traps 
and ducts are clear 
and surrounding 
area clean of lint. 
 
Dryer hoses are 
securely connected 
and do not have 
any damage.  
 
 

3.5.6 Oily Water 
Separators 

The Contractor 
shall inspect, repair 
and maintain oil 
water separators 
systems monthly 
and remove as 

Oil Water Separators Systems 
are provided in J-1502000-30. 
 
The Contractor shall inspect, 
provide repairs, maintenance of 
oily water separator systems, 

Oily water 
separators are 
maintained per 
Contractor’s 
incorporated 
program and 
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Objective 
Related Information Performance 

Standard 
needed, but no less 
than semi-annually, 
to ensure proper 
operation.  

including all ancillary equipment 
such as but not limited to pumps, 
sumps, pits, tanks, piping, 
valves, etc. monthly.   
 
Remove oil and clean grit, sand, 
and sludge from the separator 
system, holding tank, sump and 
pit not less than semi-annually.   
 
The Contractor shall provide 
monthly OWS report stating 
repairs performed and gallons of 
oil removed from each separator.   

schedule. 
 
Monthly OWS 
report submitted 
per Section F. 
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Objective 
Related Information Performance 

Standard 
4 Non-recurring 

Work 
Non-recurring work 
may be ordered 
utilizing DoD 
EMALL/FEDMALL 
in accordance with 
Section H or on a 
task order in 
accordance with the 
PROCEDURES 
FOR ISSUING 
ORDERS clause in 
Section G.  The 
order will specify 
the exact locations 
and types of work to 
be accomplished.  
The period of 
performance will be 
specified in each 
order. 

Refer to Non-recurring work 
ELINs for task listings, 
descriptions and related 
requirements.  All periods of 
performance are measured from 
issue date of order to acceptance 
of the work.  Performance 
Standards for Non-recurring 
work will be the same as those in 
Spec Item 3 where applicable. 
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Spec Item Title 
1 General Information 
1.1 Concept of Operations 
2 Management and Administration 
2.1 Definitions and Acronyms 
2.2 Personnel 
2.2.1 Certification, Training, and Licensing 
2.2.2 Core Crew Requirements 
2.2.3 Hazardous Waste Coordinator (HWC) 
2.3 Workmanship and Material Standards 
2.4 Out of Service Requirements 
2.5 Records and Reports 
2.6 Historical Preservation 
3 Recurring Work 
3.1 Service Orders 
3.1.1 Emergency Work Order Calls 
3.1.2 Urgent Work Order Calls 
3.1.3 Routine Work Order Calls 
3.2 Preventive Maintenance (PM) Program 
3.2.1 Auxiliary Generator Systems  
3.2.1.1 Uninterruptible Power Supplies (UPS) 
3.2.2 Compressed Air Systems 
3.2.3 Facilities, Systems, and Equipment 
3.2.4 Unfired Pressure Vessels (UPV) 
3.3 Integrated Maintenance Program (IMP) 
3.3.1 Blast, Paint and Drying Systems  
3.3.2 Boiler Systems 
3.3.2.1 Boiler Systems Maintenance 
3.3.2.2 Boiler Systems Water Testing and Treatment Services 
3.3.3 Electrical Systems 
3.3.3.1 Scheduled Outage 
3.3.4 Fire Protection Systems 
3.3.5 HVAC and Refrigeration Systems 
3.3.5.1 HVAC and Refrigeration Systems Maintenance 
3.3.5.2 Energy Management Control System (EMCS) 
3.3.5.3 HVAC Seasonal Start-Up and Shutdown 
3.3.5.4 HVAC Water Testing and Treatment Services 
3.3.5.5 Freeze Protection 
3.3.5.6 Condenser Tube Inspection 
3.3.6 Railroad Signal and  Battery House Systems and Equipment 
3.3.6.1 Crane and Railroad Trackage 
3.3.7 Vertical Transportation Equipment (VTE) 
3.4 Inspection, Testing, and Certification Program 
3.4.1 Backflow Prevention Devices 
3.4.2 Boilers and UPVs 
3.4.3 Vertical Transportation Equipment (VTE) 
3.5 Other Recurring Services Program 
3.5.1 Lighting Systems 
3.5.2 Corrosion Control 
3.5.3 Roof Maintenance 
3.5.4 Clean Lift Stations 
3.5.4.1 Pump Holding Tanks 
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3.5.5 Locksmith and Key Control Custodian 
3.6 Minor Work 
4 Non-recurring Work 
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1 General 

Information 
The Contractor shall provide all labor, management, supervision, tools, 
material, and equipment required to perform Facility Investment services for 
facilities at Marine Corps Support Facility - Blount Island (MCSF-BI) 
supporting the maritime Prepositioning Force in Jacksonville, Florida. 

1.1 Facility 
Investment 
General Intent 

The intent of 1502000 Facility Investment is to specify the requirements for 
Sustainment, Restoration, and Modernization (SRM) and requirements for 
facilities, systems, ground structures and other assets.  The Facility 
Investment requirements within this sub-annex primarily consist of 
infrastructure sustainment and minimal restoration and modernization work.  
Sustainment is the maintenance and repair necessary to keep facilities, 
systems, ground structures and other assets in good working order.  
Restoration and modernization normally consists of major rehabilitation and 
capital improvements that is accomplished through other Navy programs.  
Some major repair, minor construction and stand-alone demolition may be 
accomplished as part of Facility Investment. 
 
The Contractor shall perform maintenance, repair, alteration, minor 
construction, demolition and other services on facilities, systems, ground 
structures and other assets; such as: 
 
Building and Structures Maintenance  

- Interior and exterior finishes 
- Plumbing (Includes backflow prevention devices) 
- Grease Traps 
- Exhaust Hoods and Ducts 
- Electrical 
- Natural Gas 
- Propane 
- Structural 
- Re-lamping 
- Locksmith and Key Control 
- Railroad and Crane Rail Inspections and Maintenance 

Building Systems  
    -HVAC 
    -Fire Protection 
    -Vertical Transportation Equipment (VTE) 
    -Intrusion Detection Systems 
    -Boilers (excluding Central Utility Plant Boilers) 
    -Compressed Air Systems 
Miscellaneous and Recurring Services  
    -Cathodic Protection Systems 
    -Emergency Generator Systems 
    -Uninterruptible Power Systems (UPS) 
    -Lightning Arrestors and Grounding Devices 
    -Dumpsters Services 
    -Pump out Wash Rack Tanks and transportation equipment      
    -Port-a-lets  
Roads and Paved Surfaces 
    -Traffic Control Devices 
    -Striping 
    -Curbs, sidewalks and parking lots  
    -Bridges   
    -Drainage Systems 
Waterfront 
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    -Piers and Bulkheads 
    -Wharfs 
Trackage 
    -Railroads 
Miscellaneous Items 
    -Electric Roll Gates 
    -Popup Barriers 
    -Signage 
    -Fencing 
    -Food Service Equipment 
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Spec Item Title Description 
2 Management 

and 
Administration 

 

2.1 Definitions 
and Acronyms 

Definitions and Acronyms – MCSF-BI are listed in J-1502000-01. 

2.2 Personnel The Contractor shall provide personnel with the qualifications, technical 
knowledge, experience and skills required for efficient operations within the 
FI function. 

2.2.1 Certification, 
Training, and 
Licensing 

All work shall be performed by personnel trained and certified by the OEM. 
 
Within 30 days after contract award the Contractor shall provide current, 
valid certificate or registration under Florida Statutes Chapter 489 Parts I, II 
and III for the following: 
1. Class A Heating, Air Conditioning, Refrigeration (HAR) 
2. Plumbing 
3. Mechanical 
4. Unlimited Electrical 
5. Alarm Systems I  
 
Personnel working on security systems and equipment shall be National 
Institute for Certification in Engineering Technologies (NICET) Level III 
certified in and shall be certified and licensed in accordance with the state of 
Florida.   
 
Personnel inspecting, witnessing tests, preparing reports, and issuing 
certificates for boilers and UPVs shall be qualified per UFC 3-430-07. 
 
Personnel maintaining, repairing, inspecting, testing, operating, or rigging 
WHE shall be qualified per NAVFAC P-307. 
 
Personnel inspecting and testing crane and railroad trackage shall be qualified 
per NAVFACINST 11230.1. 
 
Personnel inspecting, certifying, and making recommendations for corrective 
action for backflow preventers shall be certified per UG-2029-ENV. 
 
Personnel performing inspections and tests on VTEs shall be qualified per 
NAVFAC MO-118. 
 
Personnel inspecting and testing engine test facilities shall be qualified per 
UFC 4-212-01N. 
 
Personnel working on systems, equipment or components containing 
chlorofluorocarbons (CFCs) and/or hydro-chlorofluorocarbons (HCFCs) shall 
be certified under an Environmental Protection Agency (EPA) approved 
technical certification program per OPNAVINST 5090.1 Chapter 6. 
 
Personnel working with or on electrical or electronic equipment shall be 
trained and certified per NAVFAC MO-200. 
 
Personnel conducting ground safety checks on lightning arrestors or 
grounding devices on facilities housing ammunition and explosives shall be 
certified per NAVSEA OP-5.   
 

N69450-16-R-2111 
Regional Base Operation Support I (RBOSI) 

Naval Station Mayport, Florida

Page 99 of 330 
Amendment 0006



Section C – 1502000 
Facility Investment – MCSF-BI 

 

1502000 – Facility Investment – MCSF-BI 
Spec Item Title Description 

Fire Protection services shall be managed by a qualified individual who is 
NICET level III certified in fire alarm or NICET level III certified in special 
hazards systems.  The Fire Protection Services Manager shall provide daily 
supervision over all Fire Protection Services. 
 
Personnel working on fire protection systems shall be certified in accordance 
with the requirements below: 
Fire Alarm Systems: 

 Fire Alarm: 
NICET Level II certification in Fire Alarm Systems. 

 Detection and releasing systems for Special Hazard Systems such as 
those found in aircraft hangars and computer server rooms: 

 NICET Level II certification in Special Hazard Systems  
Water Based Suppression Systems: 

 Wet Pipe and Dry Pipe Sprinklers: 
NICET Level II certification in Inspection and Testing of Water 
Based Systems.  

 Pre-Action, Deluge, Foam and Antifreeze Systems: 
NICET Level III certification in Inspection and Testing of Water 
Based Systems. 

Special Hazard Systems: 
 Clean Agent, CO2 and Combination Detection/Releasing Systems: 

NICET Level II certification in Special Hazard Systems. 
Pre-Engineered Kitchen Fire Extinguishing Systems: 

 NICET Level II certification in Special Hazards Suppression 
Systems or certified by ICC/NAFED in Pre-Engineered Kitchen Fire 
Extinguishing Systems.  The service technician shall have the 
applicable manufacturer’s design, installation, and maintenance 
manual and service bulletins. 

 
Less qualified personnel may assist NICET Levels II and III certified 
personnel in the execution of inspection, testing, maintenance and repair task.  
At no time shall less qualified personnel be allowed to execute inspection, 
testing, maintenance and repair task without a qualified NICET Level II or III 
certified person physically present within the same facility where the 
inspection, testing, maintenance and repair task are being executed. 
 
Personnel performing work on transformers shall be knowledgeable of proper 
procedures for handling and disposing of insulating fluid containing 
polychlorinated biphenyls (PCBs)  
 
Personnel performing work in HAZMAT/HAZWASTE shall complete the 
HAZMAT/HAZWASTE handling course or have a minimum of one year of 
experience working with HAZMAT/HAZWASTE. 
 
Personnel performing work and obtaining test data on the cathodic protection 
system shall be trained per UFC 3-570-06. 
 
All maintenance trade personnel certifying or inspecting repair or 
maintenance work that does not require an inspector certified by a governing 
directive shall be qualified at the journeyman level. 
 
The Contractor shall submit proof of all certification, training, and licensing 
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requirements per Section F. 
2.2.2 Core Crew 

Requirements 
As a minimum, the Contractor shall provide the following Core Crew staffing 
in support of MCSF-BI recurring and non-recurring work.  Core Crew 
personnel assigned shall have no other duties other than those specified for 
MCSF-BI.  The normal call-in procedures will be utilized after normal 
working hours.  All work performed by Core Crew shall have no additional 
labor cost associated with the work performed. 
 

MCSF-BI Core Crew Manning Requirements 

  Quantity
Time 

Manned

Hours 
per 
Day Days Per Week

Carpenter 1 
07:30-
16:00 8 

Monday through 
Friday, except 
observed Federal 
holidays 

*Electrician 
Trades Lead 1 

07:30-
16:00 8 

Monday through 
Friday, except 
observed Federal 
holidays 

*Electrician  2 
07:30-
16:00 8 

Monday through 
Friday, except 
observed Federal 
holidays 

General 
Maintenance 
Worker Lead 1 

07:30-
16:00 8 

Monday through 
Friday, except 
observed Federal 
holidays 

General 
Maintenance 
Worker 3 

07:30-
16:00 8 

Monday through 
Friday, except 
observed Federal 
holidays 

Generator 
Maintenance 
Mechanic 1 

07:30-
16:00 8 

Monday through 
Friday, except 
observed Federal 
holidays 

***Hazardous 
Waste 
Coordinator  3 

07:30-
16:00 8 

Monday through 
Friday, except 
observed Federal 
holidays 

*HVAC 
Technician 2 

07:30-
16:00 8 

Monday through 
Friday, except 
observed Federal 
holidays 

Maintenance 
Mechanic 3 

07:30-
16:00 8 

Monday through 
Friday, except 
observed Federal 
holidays 

Painter 
Maintenance 2 

07:30-
16:00 8 

Monday through 
Friday, except 
observed Federal 
holidays 

*, ****Plumber 1 07:30- 8 Monday through 
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16:00 Friday, except 
observed Federal 
holidays 

Electronic 
Technician II 

1 07:30-
16:00 

8 Monday through 
Friday, except 
observed Federal 
holidays 

Locksmith 1 07:30-
16:00 

8 Monday through 
Friday, except 
observed Federal 
holidays 

* Duval County or reciprocal certification from another county required 
** State certification required 
***Federal certification required 
****Appropriate CDL license required 
 
The Contractor shall provide minimum maintenance staffing in support of 
Mission Support for Wash Rack, Corrosion Repair Facility (CRF) and 
Hazardous Waste on Presidents day and Columbus day. 
 
The Contractor's work shall not interfere with normal Government 
business.  In those cases where some interference is unavoidable, the 
Contractor shall minimize the impact and effects of the interference.  
Maintenance and repair activities interfering with mission support, such as: 
electrical outages, plumbing outages, HVAC shutdowns, Military and 
Maritime Prepositioning Force (MPF) exercises shall be performed after 
Government normal working hours. 

 
The Contractor shall provide trades lead personnel at MCSF-BI.  These 
persons shall provide direct leadership to contract maintenance personnel 
within their respective areas at MCSF-BI.  The intended purpose of these 
trades lead personnel is to provide hands-on guidance and leadership to 
journeymen performing work at the MCSF-BI facilities.  They shall assist in 
assignment and management of workload, act as technical experts to assist 
other tradespersons in resolving complex technical issues and troubleshooting 
and provide subject matter expert input, analysis and feedback to the MCSF-
BI facilities department.  Leads are expected to provide user/maintainer 
review of contract documents, to actively participate in production and other 
work planning meetings and activities, and to assist in utility outage planning 
and mitigation.  The Government anticipates that trades leads efforts will not 
typically be attributable to a specific work/task effort (i.e., a specific service 
order, PM, IMP, ITC, ORS or minor work task), and that the majority of their 
routine (40 hour week) time (50-75%) will likely fall under contract 
administration and overhead.  The Contractor shall provide adequate support 
staffing to the trades leads so as not to be regularly diverted away from this 
tasking.  The Contractor shall provide adequate numbers of journeymen level 
and technician level maintenance personnel staffing for the MCSF-BI in order 
to provide the services required by this contract in a timely manner.  It is the 
intent for the Contractor to provide an adequate mixture and number of 
trade’s personnel to perform the historical baseline of the workload within a 
standard 40 hour work-week.  The baseline of the workload is the 
combination of effort found within Annex 1502000 recurring and non-
recurring work.  Note that future workloads, command necessities and 
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unforeseen situations may require overtime to accomplish tasks within a 
timely manner. 

2.2.3 Hazardous 
Waste 
Coordinator 
(HWC) 

The Contractor shall appoint three HWCs and two alternates (five total) to 
take responsibility for the proper accumulation of hazardous and non-
hazardous waste.  These positions may be collateral duties.  HWCs shall have 
at least two years’ experience in HW management and shall receive training 
per requirements of 29 CFR 1910, Base’s HWMP, and RCRA.  Submit 
names of HWCs and alternates in writing with qualifications to COR within 
30 days after contract start date.  Alternate HWCs must be trained by HWCs.  
Changes to names of the HWCs and alternates HWCs shall be submitted to 
the COR within 30 days after revisions have been made.  The HWC shall 
keep contractor personnel informed of their requirements.  Personnel shall 
comply with federal, state, local, and base regulations/instructions for 
hazardous waste management; monitor and inspect all HW generation points 
to ensure regulatory compliance and correct deficiencies; evaluate all 
operations and recommend to Supervisors methods of control and minimizing 
HW generation.  HWCs and alternate HWCs must maintain liaison with the 
COR; develop records of HM inventory, attend meetings as necessary to 
collect pertinent information and provide input towards improving HW 
operations and compliance.  The HWC shall maintain HW profiles of all HW 
generated.  Update profiles annually or anytime a new waste stream is 
developed.  Update profiles annually or anytime a new waste stream is 
developed.  Provide generator knowledge and/or MSDS sheets to COR for 
disposal of HW.  The alternate HWCs do not require the same experience or 
level of training as the primary. 

2.3 Workmanship 
and Material 
Standards 

The Contractor shall be responsible for maintaining all facilities, systems, and 
equipment, identified in this technical sub-annex, to a standard that prevents 
deterioration beyond that which results from normal wear and tear and 
corrects deficiencies in a timely manner to assure full life expectancy of the 
facilities, systems, and equipment.  Best commercial practices shall be 
applied in the performance of work.  All work shall be completed per 
approved and accepted industry and equipment manufacturers’ standards and 
shall comply with building and safety codes, applicable activity, local, state, 
and federal regulations, and other technical requirements identified within 
this technical sub-annex. 
 
Workmanship for maintenance and repair shall include all work necessary to 
complete facility and system restoration, including touch-up painting and 
operational checks.  Upon completion of work, the Contractor shall ensure all 
facilities, systems, and equipment are free of missing components or defects 
which would affect the safety, appearance, or habitability of the facilities and 
structures or would prevent any electrical, mechanical, plumbing or structural 
system from functioning in accordance with design intent.  Repairs shall be 
made in accordance with the manufacturers’ specifications and guidelines, 
and standard building codes.  The quality of repairs shall meet the applicable 
standards and shall prevent any malfunction reoccurrences caused by poor 
workmanship or other contractor inadequacies.  The quality of the repaired 
areas shall be fully compatible with adjacent surfaces or equipment.  Except 
where otherwise specified, replacements shall match existing in dimensions, 
finish, color, design, and functionality and shall have an appearance similar to 
the original finished appearance with only minor unobjectionable 
deterioration resulting from normal use.   
 
The Contractor shall not allow debris to spread unnecessarily into adjacent 
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areas nor accumulate in the work area.  All such debris, excess material, and 
parts shall be cleaned up and removed at the completion of the job and at the 
end of each day work is in progress.  Upon completion of work, any stains 
and other unsightly marks shall be removed. 

2.4 Out of Service 
Requirements 

Provide and place “Out of Service” signs at all elevator control panels at the 
start of IMP, Inspection, Certification, Service and/or other service work.  
These signs shall be a minimum of 8” x 10” and be clearly visible from a 
distance of 10 feet.  Remove these signs at the completion of work.  Provide 
and place barricades and safety tape (minimum three inch width) across the 
entire width of open hoist ways at the start of IMP, corrective maintenance, or 
other service work.  Remove these barricades at the completion of work. 

2.5 Records and 
Reports 

Records and reports are listed in Section F of the solicitation.  The Contractor 
shall submit accurate and complete documents within the required 
timeframes. 

2.6 Historical 
Preservation 

Buildings and facilities designated as historical sites shall be maintained in 
accordance with Federal, state and local historical policies and regulations. 
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Objective 
Related Information Performance 

Standard 
3 Recurring 

Work 
The Contractor 
shall maintain, 
repair, and alter 
facilities, systems, 
and equipment to 
ensure they are 
fully functional and 
operational. 

The current facilities description 
for is provided in J-1502000-02 
Facilities Description- MCSF-
BI. 
 
Site Map is provided in J-
1502000-03 Site Map – MCSF-
BI.   
 
The Contractor shall maintain 
current all facility maintenance 
data and warranty records in the 
technical library and CMMS per 
Annex 2.  The KO may request a 
report at any time and the 
Contractor shall provide the 
detailed report within 24 hours.  

Facilities, systems, 
and equipment are in 
an operable condition 
and function properly 
in accordance with 
specified standards. 

3.1 Service Orders The Contractor 
shall perform 
service order work 
in a timely manner 
to accomplish any 
work identified 
within the entire 
boundary of the 
installation to 
ensure facilities, 
systems, ground 
structures and other 
assets are fully 
functional, in 
normal working 
condition and 
function properly 
in accordance with 
specified standards. 
 
 

The Contractor shall receive 
service orders in accordance 
with MCSF-BI and Annex 2 
work reception requirements. 
 
The Contractor shall schedule 
and perform service orders in a 
way that minimize disruptions to 
customers and Government 
operations. 
 
Service orders will include a 
wide variety of work.  Sample of 
historical service order data is 
provided in J-1502000-04.  
Historical service order data 
associated with contracts prior to 
this solicitation may present data 
that may not be representative of 
requirements specified. The 
Government makes no warranty, 
express or implied, or assumes 
any legal liability or 
responsibility for the accuracy, 
completeness, or usefulness of 
the historical service order data. 
 
The Contractor shall maintain 
sufficient materials and 
equipment on hand to support 
service order work requirements.  
Lack of availability of material 
or equipment will not relieve the 
Contractor from the requirement 
to complete service order work 
within the time limits specified. 

Service order work is 
responded to and 
completed within the 
specified time. 
 
Facilities, systems, 
ground structures and 
other assets are fully 
functional, in normal 
working condition 
and function properly 
in accordance with 
OEM specifications, 
including 
recertification if 
applicable. 
 
When service order is 
complete the 
facilities, systems, 
ground structures and 
other assets do not 
present danger to 
personnel or 
equipment. 
 
Service Orders are 
signed by the original 
requestor or PAR 
prior to being closed. 
 
 

N69450-16-R-2111 
Regional Base Operation Support I (RBOSI) 

Naval Station Mayport, Florida

Page 105 of 330 
Amendment 0006



Section C – 1502000 
Facility Investment – MCSF-BI 

 

1502000 – Facility Investment – MCSF-BI 
Spec Item Title Performance 

Objective 
Related Information Performance 

Standard 
 
The Government may combine 
multiple requirements received 
for the same facility, system, 
ground structure or other asset at 
the same time into one service 
order. 
 
The Contractor has full 
responsibility for any work up to 
the service order limit of liability 
of 32 direct labor hours or 
$2,500 in direct material cost per 
service order.  The Government 
will only pay for the portion of 
direct labor and/or direct 
material that exceeds the service 
order limits of liability. 
 
The Contractor shall notify the 
KO upon identification that the 
service order will exceed the 
specified limits of liability in 
accordance with reporting 
requirements in Annex 2.  If a 
non-recurring work is issued for 
the portion exceeding the 
specified service order limits of 
liability, the Government will 
only pay for the portion of direct 
labor and/or direct material that 
exceeds the service order limits. 
 
Examples of work exceeding the 
Service Order limits of liability: 
 If a service order requires 33 

direct labor hours and $2,500 
in direct material cost, the 
Government may issue a task 
order in accordance with the 
Non-recurring Work portion 
of the contract for the one 
direct labor hour that exceeds 
the Service Order limit of 
liability. 

 If a service order requires 32 
direct labor hours and $2,600 
in direct material cost, the 
Government may issue a task 
order in accordance with the 
Non-recurring Work portion 
of the contract for the $100 in 
direct material cost that 
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Objective 
Related Information Performance 

Standard 
exceeds the Service Order 
limit of liability. 

 If a service order requires 33 
direct labor hours and $2,600 
in direct material cost, the 
Government may issue a task 
order in accordance with the 
Non-recurring Work portion 
of the contract for the one 
direct labor hour and $100 in 
direct material cost that 
exceeds the Service Order 
limit of liability.  

 
The Contractor may invoice for 
completed service orders.  The 
Contractor shall not invoice for 
incomplete service orders and 
service orders not issued.  A 
modification will be process at 
the end of each period of 
performance to deduct for 
service orders not issued and 
incomplete service orders.  
Deduction will be based on the 
unit prices specified in 
Attachment J-0200000-13 
ELINs. 
 
The Contractor shall submit a 
monthly summary of completed 
service orders per Section F. 

3.1.1 Emergency 
Service Orders 

The Contractor 
shall perform 
emergency service 
order work in a 
timely manner to 
accomplish any 
work identified 
within the entire 
boundary of the 
installation to 
ensure facilities, 
systems, ground 
structures and other 
assets are fully 
functional, in 
normal working 
condition and 
function properly 
in accordance with 
specified standards. 
 

The Contractor shall perform 
emergency service orders 24 
hours a day, seven days a week 
throughout the contract period.   
 
The Contractor shall respond to 
emergency service orders with 
the appropriate service personnel 
and equipment to commence 
work immediately.   
 
The Contractor shall remain at 
the work site until the 
emergency has been arrested. 
 
If follow-up work is required 
(after the emergency condition is 
arrested) to complete the 
restoration and ensure facilities, 
systems, ground structures and 
other assets are fully functional 

Emergency service 
orders responded to 
within one hour of 
receipt of call. 
 
Work continues 
without interruption 
until emergent 
condition is arrested 
and damage to 
facilities, systems, 
ground structures, 
other assets and 
personnel is 
mitigated. 
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Objective 
Related Information Performance 

Standard 
 and in normal working 

condition, the Contractor may 
request time extension equal to a 
Routine Service Order.,.  The 
emergency mitigation and 
follow-up work shall be 
considered part of the original 
service order. 
 
Historically, approximately 
5emergency service orders 
originate after normal working 
hours each month. 

3.1.2 Urgent Service 
Orders 

The Contractor 
shall perform 
urgent service 
order work in a 
timely manner to 
accomplish any 
work identified 
within the entire 
boundary of the 
installation to 
ensure facilities, 
systems, ground 
structures and other 
assets are fully 
functional, in 
normal working 
condition and 
function properly 
in accordance with 
specified standards. 

The Contractor shall perform 
urgent service orders without 
extended delay. 
 

Urgent service orders 
are completed within 
five working days. 

3.1.3 Routine 
Service Orders 

The Contractor 
shall perform 
routine service 
order work in a 
timely manner to 
accomplish any 
work identified 
within the entire 
boundary of the 
installation to 
ensure facilities, 
systems, ground 
structures and other 
assets are fully 
functional, in 
normal working 
condition and 
function properly 
in accordance with 
specified standards. 

Performance of routine service 
orders is not required outside of 
Government regular working 
hours. 

Routine service 
orders are completed 
within 30 calendar 
days. 
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Spec Item Title Performance 

Objective 
Related Information Performance 

Standard 
3.2 Preventive 

Maintenance 
(PM) Program 

The Contractor 
shall develop and 
implement a PM 
program for 
facilities, systems, 
ground structures 
and other assets to 
ensure they are 
safe, fully 
functional, 
minimize 
breakdowns and to 
maximize useful 
life. 

The Contractor shall develop 
and submit a PM program per 
Section F. 
 
The Contractor is fully 
responsible for and shall perform 
any incidental repairs discovered 
during scheduled maintenance 
work up to a total of $500 per 
occurrence in direct labor and 
direct material cost under 
recurring work portion of the 
contract.   Incidental repairs 
work performed under 
maintenance are not considered 
a service order. 
 
Notification of repair work 
exceeding the incidental repairs 
limit shall be submitted to the 
KO within two hours of 
identification.  Service orders or 
non-recurring work may be 
issued for repairs exceeding the 
incidental repairs limit.  The 
Government will only pay for 
the portion of direct labor and/or 
direct material that exceeds the 
specified limits of liability. 
 
Example: If an individual 
occurrence of incidental repair 
requires $550 in direct labor 
and/or direct material cost, the 
Government may issue a service 
order, minor work or a task order 
in accordance with the non-
recurring work portion of the 
contract for the $50 in direct 
labor and/or direct material cost 
that exceeds the specified 
incidental repair limit of 
liability. 
 
The Contractor shall not use 
breakdown maintenance as part 
of the PM program. 
 
The PM program shall provide 
an economical approach, 
manufacturers’ recommended 
procedures, OEM standards, and 
maintenance required to satisfy 

Maintenance is 
accomplished in 
accordance with the 
Contractor’s PM 
program and work 
schedule. 
 
Facilities, systems, 
ground structures and 
other assets are 
restored to normal 
working condition 
and function properly 
in accordance with 
OEM specifications, 
including 
recertification if 
applicable. 
 
Work is 
accomplished per 
Spec Item 2.3 
Workmanship and 
Material Standards. 
 
When PM is 
complete the facility, 
system, ground 
structure or other 
asset does not present 
danger to personnel. 
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Spec Item Title Performance 

Objective 
Related Information Performance 

Standard 
equipment warranties and keep 
facilities, ground structures, 
systems and other assets in 
normal working condition, 
minimize breakdowns, and to 
maximize useful life. 
 
Excessive or repeated system or 
equipment breakdowns or 
deficiencies may indicate the 
need to adjust or modify the 
Contractor’s PM program.  
These changes will be made at 
no additional cost to the 
Government. 
 
The Contractor shall submit a 
monthly PM work schedule per 
Section F. 

3.2.1 Auxiliary 
Generator 
Systems  

The Contractor 
shall develop and 
implement a PM 
program for 
Auxiliary 
Generator Systems 
to ensure proper 
operation, to 
minimize 
breakdowns and to 
maximize useful 
life. 

Auxiliary generator systems are 
provided in J-1502000-05 
Auxiliary Generator Systems – 
MCSF-BI. 
 
The Contractor shall comply 
with NAVFAC MO-322, 
NAVFAC MO-912, UFC 3-560-
01, Title V Air Permit, OEM 
manufacturers recommended 
procedures and current industry 
standards. 
 
PM shall include periodic 
startup, run, load test, fuel 
testing; reconditioning and water 
removal and annual simulation 
of power outage to ensure 
generator, transfer switch, UPS 
systems function properly. 
 
Auxiliary generator systems 
equipped with an automatic 
transfer switch shall be activated 
to restore electrical power within 
five minutes following loss of 
power and shut down within 15 
minutes following restoration of 
power. 
 
The Contractor shall establish 
and maintain a log that lists:  
date of check and number of run 

Maintenance is 
performed in 
accordance with 
Contractor's IMP 
program and work 
schedule.  
 
Auxiliary generator 
provides electrical 
power to meet the 
load demand for the 
duration of a power 
outage. 
 
Auxiliary generators 
activate to restore 
electrical power 
within five minutes 
following loss of 
power and shut down 
following restoration 
of power. 
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Spec Item Title Performance 

Objective 
Related Information Performance 

Standard 
hours shown by the hour meter 
for emergency and non- 
emergency.  Operational 
exercising shall not damage 
existing equipment; result in 
additional outages or impact 
customers.  The Contractor shall 
submit a copy of the log to the 
KO and COR monthly. 
 
The Contractor shall load bank 
test all emergency generators 
annually in accordance with 
manufacturer’s Operation and 
Maintenance (O & M) manuals.  
The Contractor shall submit a 
record date of test, resistance, 
capacitance, inductive and 
impedance readings to the KO 
and COR within 10 days after 
completing the test. 
 
The Government will provide all 
fuel for auxiliary generators.  
The Contractor shall monitor the 
percentage of the fuel in the 
tanks during the monthly Run 
Test and when the tank gets to 
50%, the Contractor shall 
request the tanks be filled.  The 
Contractor shall ensure that 
sufficient fuel is available for 
auxiliary generator operations at 
all times.  The Contractor shall 
initiate fuel orders and make all 
operational fuel transfers.  The 
Contractor shall comply with all 
Federal regulations pertaining to 
fuel operations. 
 
Informational Note.  At a 
minimum, the PM program shall 
incorporate the running of 
generators for one hour weekly, 
maintenance of motors, 
generators, pumps, fuel tanks, 
and all control systems, 
batteries, charging system, 
automatic transfer systems in 
accordance with manufacturer’s 
operation and maintenance 
manuals. 

3.2.1.1 Uninterruptible The Contractor Uninterruptible Power Supply Maintenance is 
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Spec Item Title Performance 

Objective 
Related Information Performance 

Standard 
Power 
Supplies 
(UPS) 

shall develop and 
implement a PM 
program for 
uninterruptible 
power supply 
systems to ensure 
proper operation, to 
minimize 
breakdowns and to 
maximize useful 
life. 

Systems are provided in J-
1502000-05 Auxiliary Generator 
Systems – MCSF-BI. 

performed in 
accordance with 
Contractor's PM 
program and work 
schedule. 
 

3.2.2 Compressed 
Air Systems 

The Contractor 
shall develop and 
implement a PM 
program for 
compressed air 
systems and 
associated 
equipment to 
ensure proper 
operation, to 
minimize 
breakdowns, and to 
maximize useful 
life. 

The compressed air systems are 
provided in J-1502000-06 
Compressed Air Systems – 
MCSF-BI. 
 
The Contractor’s PM program 
shall be developed based on 
manufacturers’ recommended 
procedures, OEM standards, 
MO-206, Maintenance and 
Operation of Air Compressor 
Plants, and MO-209, 
Maintenance and Operation of 
Steam, Hot Water, and 
Compressed Air Distribution 
Systems, for applicable systems 
and components. 
 
The Contractor shall replace 
belts annually regardless of 
condition and tag unit to indicate 
date belt changed. 
 
When performing PM on all belt 
driven air compressors, drive 
belts are to be replaced when 
frayed or worn.   

PM is accomplished 
per the Contractor's 
program and work 
schedule. 
 
Belts are replaced 
annually and as 
required. 
 
Repairs within the 
PM limit are 
accomplished prior to 
PM completion.  
 
Notification of repair 
work exceeding the 
PM limit is submitted 
to the KO within the 
specified time limit. 

3.2.3 Facilities, 
Systems, and 
Equipment 

The Contractor 
shall develop and 
implement a PM 
program for 
facilities, systems, 
and equipment to 
ensure proper 
operation, to 
minimize 
breakdowns, and to 
maximize useful 
life. 

Facilities, Systems, and 
Equipment are provided in J-
1502000-07 Facilities Systems 
and Equipment – MCSF-BI. 

PM is accomplished 
per the Contractor's 
program and work 
schedule. 
 
Repairs within the 
PM limit are 
accomplished prior to 
PM completion.  
 
Notification of repair 
work exceeding the 
PM limit is submitted 
to the KO within the 
specified time limit. 
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Spec Item Title Performance 

Objective 
Related Information Performance 

Standard 
3.2.4 Unfired 

Pressure 
Vessels (UPV) 

The Contractor 
shall develop and 
implement a PM 
program for UPVs 
and associated 
equipment to 
ensure proper 
operation, to 
minimize 
breakdowns, and to 
maximize useful 
life. 

UPVs are provided in J-
1502000-08 Unfired Pressure 
Vessels (UPV) – MCSF-BI. 
 
The Contractor shall maintain, 
inspect and test UPVs in 
accordance with UFC 3-430-07, 
UFC 3-410-01, manufacturers’ 
recommended procedures and 
OEM standards.   
 
Annual PM shall coincide with 
certifications specified in Spec 
item 3.4.  

Maintenance, 
inspection, testing 
and repair 
accomplished per 
UFC 3-430-07, UFC 
3-410-01 and 
manufacturers’ 
recommended 
procedures and OEM 
standards.   

3.3 Integrated 
Maintenance 
Program (IMP) 
 
 

The Contractor 
shall develop and 
implement an IMP 
for facilities, 
systems, ground 
structures and other 
assets to ensure 
they are safe, fully 
functional, 
minimize 
breakdowns and to 
maximize useful 
life. 
 

The Contractor shall develop 
and submit an IMP per Section 
F. 
 
The IMP shall include the 
Contractor’s approach for 
integrated maintenance, 
including maintenance and 
inspection tasks, schedules for 
planned work accomplishment, 
plan for minimizing occurrence 
of repair and downtime, process 
for the identification of the need 
for repairs, and the process for 
scheduling and completing 
repair work. 
 
Except where otherwise stated, 
the Contractor is fully 
responsible for any individual 
occurrence of repair, including 
replacement up to the IMP limit 
of liability of $5,000 in direct 
labor and direct material cost for 
each facility, system, ground 
structure or other asset per 
incident.  The Government will 
only pay for the portion of direct 
labor and/or direct material cost 
that exceeds the IMP limits of 
liability. 
 
The Contractor shall, per Annex 
2, notify the KO upon 
identification that the repair will 
exceed the liability limit listed 
above.  If the estimated cost of 
the repair exceeds the IMP 
liability limit, the Government 

Maintenance is 
performed in 
accordance with 
Contractor's IMP and 
work schedule. 
 
When a problem or a 
need for repair is 
identified, the 
Contractor shall 
respond within two 
hours and complete 
the repair within 48 
hours. 
 
Facilities, systems, 
ground structures and 
other assets are 
restored to normal 
working condition 
and function properly 
in accordance with 
OEM specifications, 
including 
recertification if 
applicable. 
 
Work is 
accomplished per 
Spec Item 2.3 
Workmanship and 
Material Standards. 
 
The facility, system, 
ground structure or 
other asset does not 
present danger to 
personnel. 
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Spec Item Title Performance 

Objective 
Related Information Performance 

Standard 
may order the work as minor 
work or under the non-recurring 
work section of this contract; 
however, the Government will 
only be liable for the amount of 
cost exceeding the IMP limit of 
liability. 
 
Service orders will not be issued 
for accomplishment of repairs on 
systems and equipment 
maintained under IMP. 
 
Example: If an individual 
occurrence of repair requires 
$5,100 in direct labor and/or 
direct material cost, the 
Government may issue minor 
work or a task order in 
accordance with the non-
recurring work portion of the 
contract for the $100 in direct 
labor and/or direct material cost 
that exceeds the IMP limit of 
liability. 
 
The Contractor shall perform all 
repairs, whether identified as 
part of their routine IMP 
accomplishment, QC 
inspections, or notification from 
the Government that a 
breakdown or malfunction has 
occurred.   
 
If the Government identifies a 
problem or a need for repair, the 
Government will contact the 
Contractor’s work reception.   
 
Notification for accomplishment 
of repair of Facilities, systems, 
ground structures and other 
assets sustained under IMP is not 
a service order under Annex 
1502000 Spec Item 3.1.   
 
Excessive or repeated system or 
equipment breakdowns or 
deficiencies may indicate the 
need to adjust or modify the 
Contractor’s IMP program.  
These changes will be made at 
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Standard 
no additional cost to the 
Government. 
 
The Contractor shall submit a 
monthly IMP schedule and IMP 
sustainment status report per 
Section F. 

3.3.1 Blast, Paint 
and Drying 
Systems  

The Contractor 
shall develop and 
implement an IMP 
for blast, paint and 
drying systems and 
equipment to 
ensure proper 
operation, to 
minimize 
breakdowns, and to 
maximize useful 
life. 

Blast, Paint and Drying Systems 
provided in J-1502000-09 Blast, 
Paint and Drying Systems – 
MCSF-BI. 
 
Maintenance services shall be 
accomplished quarterly and shall 
comply with UFC, Title V Air 
Permit and OEM requirements 
and standards. 
 
Inspect: All equipment 
associated with the Blast booth, 
paint booth, and dry booth.  To 
include air compressors, 
breathing air system, blast media 
system, electronic and electrical 
controls, motors, pumps, 
solenoids, variable frequency 
drives, monometers, air filters, 
safety switches, alarms, boilers, 
dehumidification system, and all 
door systems. 

Blast, paint and 
drying systems and 
equipment are in an 
operable condition 
and functioning 
properly in 
accordance with 
manufacturers 
standards. 
 
Provide report 
detailing inspection 
findings and 
recommendations for 
changes within 5 
days. 

3.3.2 Boiler Systems The Contractor 
shall develop and 
implement an IMP 
for Boiler Systems 
to ensure proper 
operation, to 
minimize 
breakdowns and to 
maximize useful 
life. 

Boiler systems are provided in J-
1502000-10 Boiler Systems – 
MCSF-BI.   

Maintenance is 
performed in 
accordance with 
Contractor's IMP 
program and work 
schedule. 

3.3.2.1 Boiler Systems 
Maintenance 

The Contractor 
shall develop and 
implement an IMP 
for Boiler Systems 
to ensure proper 
operation, to 
minimize 
breakdowns and to 
maximize useful 
life. 

The Contractor personnel 
working on boilers and 
associated systems must possess 
applicable state and local 
licensing and certification 
requirements. 
 
Boilers shall be maintained in 
accordance with UFC 3-430-07, 
UFC 3-410-01, ASME Sections 
VI, VII, ANSI B31.1, the 
National Board of Boiler 
Inspectors Codes, OEM 

Maintenance is 
performed in 
accordance with 
Contractor's IMP 
program and work 
schedule. 
 
Sufficient fuel is 
available to support 
boilers operations. 
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Standard 
manufacturers recommended 
procedures and current industry 
standards to operate boilers at 
the highest efficiency possible. 
 
The Contractor shall ensure that 
sufficient fuel is available for 
boiler operations at all times.  
The Contractor shall initiate fuel 
orders, receive fuel from tanker 
trucks, transfer to storage tanks, 
and make all operational fuel 
transfers.  The Contractor shall 
comply with all Federal 
regulations pertaining to fuel 
operations. 

3.3.2.2 Boiler Systems 
Water Testing 
and Treatment 
Services 

The Contractor 
shall provide and 
implement a boiler 
water testing and 
treatment program 
to ensure optimum 
equipment 
operation and to 
maximize useful 
life. 

The Contractor shall develop a 
Boiler Water Testing and 
Treatment Program and submit 
to the KO for review within 30 
days following contract award. 
 
The Contractor shall test and 
treat boiler water in accordance 
with equipment manufacturer’s 
specifications. 
 
The Contractor shall maintain 
boiler water within the limits 
specified in Section 3120 of 
NAVFACINST 11300.37. 
 
The Contractor shall submit 
boiler water testing and 
treatment reports to the KO and 
COR monthly. 
 
For hot water boilers with 
capacities exceeding 5 BTH and 
steam boilers with capacities 
exceeding .4 BTH, samples of 
feedwater, boiler water and 
condensate shall be tested and 
certified monthly by an 
independent laboratory for 
simultaneous comparison with 
Contractor analyses. 

Sampling and testing 
is accomplished in 
accordance with the 
Contractor's program 
and schedule. 
 
Test results confirm 
that boiler water 
meets the chemical 
residual limits 
specified in Section 
3120 of 
NAVFACINST 
11300.37. 

3.3.3 Electrical 
Systems 

The Contractor 
shall develop and 
implement an IMP 
for the electrical 
power distribution 
systems to ensure 

The electrical systems include 
approximately 3700 LF of 
overhead, and 600 LF of 
underground distribution lines.  
Secondary distribution includes 
the distribution lines up to and 

IMP is accomplished 
per Contractor's 
incorporated Program 
and schedule. 
 
All malfunctions and 
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Objective 
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Standard 
all equipment and 
components are 
safe, fully 
functional, and 
operational. 

including the meter base or 
weather head of the building or 
structure being served.  There 
are four each 4500 KVA Pad 
Mounted Transformers. 
 
The IMP shall include the 
Contractor’s approach for 
integrated maintenance, 
including maintenance and 
inspection tasks, schedules for 
planned work accomplishment, 
plan for minimizing occurrence 
of repair and downtime, process 
for the identification of the need 
for repairs, and the process for 
scheduling and completing 
repair work.  
 
The Contractor shall perform all 
repairs, whether identified as 
part of their routine IMP 
accomplishment, QC 
inspections, or notification from 
the Government that a 
breakdown or malfunction has 
occurred.  
  
If the Government identifies a 
problem or a need for repair, the 
Government will contact the 
Contractor’s work reception.   
 
Service orders will not be issued 
for accomplishment of repairs on 
systems and equipment 
maintained under IMP. 
 
The IMP shall include all 
equipment and components of 
the electrical power transmission 
and distribution systems (e.g., 
substations, transformers, 
switchgear, transmission and 
distribution lines, structures and 
poles, street and perimeter 
lighting, etc.).   
 
IMP, inclusive of repair and 
replacement, shall be performed 
per ANSI Standards, OMSI, and 
equipment manufacturer's 
recommendations and 

breakdowns requiring 
repair or replacement 
are responded to 
within one hour 
following Contractor 
discovery or 
Government 
notification and 
worked continuously 
to completion. 
 
Unscheduled 
interruptions are 
minimized such that 
electrical power 
demand is met 99.9 
percent of the time 
annually. 
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Standard 
commercially accepted practices.  
All Plant and System 
malfunctions and breakdowns 
requiring repair or replacement 
shall have immediate response 
within one hour following 
Contractor discovery or 
Government notification and 
worked continuously to 
completion.   
 
The Contractor shall submit a 
monthly IMP schedule, 
unaccomplished maintenance 
report, repair status report, and 
summary of maintenance and 
repair accomplished under the 
various maintenance programs 
report. 

3.3.3.1 Scheduled 
Outage 

The Contractor 
shall establish a 
scheduled 
outage/service 
disruption plan 

The Contractor shall establish a 
scheduled outage plan/ service 
disruption plan and provide to 
the KO within 15 days after 
contract start.  Outline the 
procedures and process to be 
followed before, during, and 
upon completion of the outage or 
service disruption.  Include 
customer and building 
notification and coordination 
procedures, equipment 
preparation, operations and 
switching if required.  Program 
to include a generic plan and 
follow-up specific plans prior to 
each scheduled outage or service 
disruption.  Provide specific 
plans for each outage or service 
disruption to the KO for 
approval five days prior to 
outage.  Outages and service 
disruptions will normally be 
scheduled after normal working 
hours or weekends.  In the case 
of Government scheduled 
outage, the contractor will be 
informed as far in advance as 
time permits of dates and time of 
outage including outages 
scheduled by contractor for 
preventive, predictive and 
proactive maintenance.  Restart 
and perform operational checks 

No scheduled 
outage/service 
interruption without 
Government 
Approval 
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Standard 
on all equipment affected by the 
outage or service interruption.  
There shall be no scheduled 
outages without customer 
notification and approval.  

3.3.4 Fire Protection 
Systems 

The Contractor 
shall develop and 
implement an IMP 
for all fire 
protection systems, 
fire alarm systems, 
fire hydrants, and 
fire pumps to 
ensure safe, 
reliable, 
uninterrupted fire 
protection service. 

The Fire Protection Systems 
description is provided in J-
1502000-11 Fire Protection 
Systems – MCSF-BI. 
 
IMP shall comply with 
established guidelines in UFC 3-
601-02, Operations and 
Maintenance: Inspection, 
Testing, and Maintenance of Fire 
Protection Systems and OEM 
recommendations. 
 
Repairs shall meet all OEM 
requirements and NFPA codes 
and standards. 
 
The Contractor shall submit 
copies of service reports daily to 
the COR for each system 
deficiency discovered and/or 
repaired/corrected during the 
course of testing and inspections. 
Submit to the COR, a report 
listing PM tasks accomplished 
each day, including details of 
needed repairs which are 
identified during inspections, 
checks, and testing.   
 
Repairs shall be identified on a 
Maintenance Inspection Report 
form shown in Section F.   
 
A copy of completed PM 
Inspection Report forms 
detailing needed repairs shall be 
provided to the COR prior to the 
end of the Government working 
day following the date the PM 
inspections were conducted.   
 
The Contractor shall tag all fire 
protection equipment and 
Systems. 
 
The Contractor shall attach a PM 
tag, signed and dated, to all fire 

Maintenance is 
performed in 
accordance with 
Contractor's IMP and 
work schedule. 
 
Systems and 
equipment are 
maintained and 
repaired to sustain a 
fully functional and 
operable condition in 
accordance with UFC 
3-601-02, Operations 
and Maintenance: 
Inspection, Testing, 
and Maintenance of 
Fire Protection 
Systems and OEM 
specifications. 
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and security alarm panels, risers 
and fire pumps immediately 
after the performance of a 
scheduled PM. 

3.3.5 HVAC and 
Refrigeration 
Systems 

The Contractor 
shall develop and 
implement an IMP 
program for HVAC 
and Refrigeration 
Systems to ensure 
proper operation, to 
minimize 
breakdowns and to 
maximize useful 
life. 

The HVAC and refrigeration 
systems are provided in J-
1502000-12 HVAC and 
Refrigeration Systems – MCSF-
BI.  
 
Temperature settings for HVAC 
and refrigeration systems shall 
be maintained as specified in J-
1502000-13 Temperature 
Standards for HVAC and 
Refrigeration Systems – MCSF-
BI. 

Maintenance is 
performed in 
accordance with 
Contractor's IMP 
program and work 
schedule. 

3.3.5.1 HVAC and 
Refrigeration 
Systems 
Maintenance 

The Contractor 
shall develop and 
implement an IMP 
program for HVAC 
and Refrigeration 
Systems to ensure 
proper operation, to 
minimize 
breakdowns and to 
maximize useful 
life. 

As part of the IMP, the 
Contractor shall include all 
equipment, components of the 
HVAC and Refrigeration 
Systems and all mechanically 
and electrically interlocked 
ancillary parts, equipment, and 
components of the HVAC and 
Refrigeration Systems such as: 
air handling units, blowers, 
boilers, chillers, compressors 
(including air compressors), 
condensers, controls, cooling 
towers, dehumidifiers, diffusers, 
driers, ducts, electrical 
disconnects, evaporators, fans, 
fan coil units, filters, fire 
dampers, fresh air dampers, 
heaters, heat exchangers, heat 
pumps, hoods, humidification 
systems, insulation, intakes, 
package units, piping, pumps, 
refrigeration boxes, registers, 
returns, strainers, ultraviolet 
lighting, valves, VAV boxes, 
variable frequency drives, water 
treatment systems, monitoring 
and control systems including 
the EMCS.   
 
The Contractor shall not vent or 
otherwise dispose of any ozone-
depleting refrigerant in a manner 
that will permit its release into 
the environment.  These 
refrigerants shall be captured 

Conditioned spaces 
are continuously 
maintained at the 
required temperature 
and air quality 
standards. 
 
HVAC and 
refrigeration systems 
are in compliance 
with environmental 
regulations. 
 
HVAC Boilers are 
maintained, 
inspected, tested, and 
certified in 
accordance with the 
performance 
objectives and 
standards of Spec 
Item 3.3.2 and 3.4.2.  
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Standard 
and recycled in accordance with 
all Federal, state, and local 
environmental regulations. 

3.3.5.2 Energy 
Management 
Control 
System 
(EMCS) 

The Contractor 
shall develop and 
implement an IMP 
program for 
Energy 
Management 
Control System to 
ensure proper 
operation, to 
minimize 
breakdowns and to 
maximize useful 
life. 

As part of the IMP, the 
Contractor shall include all 
equipment, components of the 
Energy Management Control 
System (EMCS) and all 
mechanically and electrically 
interlocked ancillary parts, 
equipment, and components of 
the EMCS; such as: 
communication equipment, 
computers, computer work 
stations, controllers, field 
devices, graphics, hardware, 
software, monitoring and control 
system, printers, work stations, 
etc.  
 
The Contractor shall maintain 
EMCS systems software current 
and implement any future 
versions of the systems software 
at no additional cost to the 
Government. 

Energy Management 
Control System is in 
normal working 
condition and 
functions properly in 
accordance with 
OEM specifications. 
 
EMCS systems 
software is current. 

3.3.5.3 HVAC 
Seasonal Start-
Up and 
Shutdown 

The Contractor 
shall perform 
seasonal start-up 
and shutdown to 
ensure HVAC 
systems are 
prepared and 
activated at the 
start of each season 
and deactivated 
and preserved at 
the end of each 
season. 

The Contractor shall perform 
start-up and shutdown of HVAC 
systems when directed by the 
KO.  
 
The air conditioning systems 
listed are normally shutdown 
during the months of October or 
November, and started up during 
the months of April or May; 
however, the length of the 
season will vary and no 
adjustment in the contract price 
is made regardless of the actual 
length of the season.  The KO 
will advise the Contractor of the 
specific date or dates when such 
services should begin to be 
accomplished. 
 
Fall shutdown shall include 
securing and winterizing the air 
conditioning system and 
activating steam, electric, or gas 
heating system and resetting all 
thermostats as required. 
 

Seasonal start-up and 
shutdown work 
completed within 
three working days of 
the specified start 
date for equipment in 
individual buildings, 
or within five 
working days if 
services are ordered 
for all systems at the 
same time. 
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Standard 
Spring start-up shall include 
activating the air conditioning 
system and securing and 
preserving all heating coils or 
heat exchangers and resetting all 
thermostats as required. 
 
The Contractor shall repeat start-
up and shutdown of each 
designated HVAC system as 
required by the KO. 

3.3.5.4 HVAC Water 
Testing and 
Treatment 
Services 

The Contractor 
shall develop and 
implement a 
HVAC water 
testing and 
treatment program 
to ensure optimum 
equipment 
operation and to 
maximize useful 
life. 

The Contractor shall develop an 
HVAC Water Testing and 
Treatment Program and submit 
to the KO for review within 30 
days following contract award. 
 
The Contractor shall develop a 
HVAC Water Testing and 
Treatment Program for water-
cooled, cooling towers and 
boiler heating and chilled and 
hot water closed loop systems 
per equipment manufacturer’s 
specifications, ASHRAE 
standards, and the Unified 
Facilities Guide Specifications 
(UFGS) for applicable 
equipment.   
 
The Contractor shall provide and 
install monitoring and treatment 
equipment. Work includes 
flushing and cleaning of cooling 
towers, and testing and treatment 
of circulating water to prevent 
accumulation of scale, corrosion, 
biological growth and other 
foreign materials.  Program shall 
be designed to be effective over 
the entire expected temperature 
range.   
 
The Contractor shall submit 
HVAC water treatment test 
reports to the KO and COR 
monthly. 

Sampling and testing 
is accomplished in 
accordance with the 
Contractor's program 
and schedule. 
 
Test results confirm 
that cooling or chilled 
water meets the 
chemical residual 
limits in accordance 
with the Contractor’s 
HVAC water testing 
and treatment 
program. 

3.3.5.5 Freeze 
Protection 

The Contractor 
shall develop and 
implement an 
effective freeze 
protection program 
to ensure no 

The Contractor shall implement 
freeze protection for 
heating/cooling coils and 
associated equipment (pumps, 
piping, towers, other), which 
may be susceptible to freezing.  

Freeze protection is 
accomplished per the 
Contractor's program 
and schedule. 
 
No damage to HVAC 
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Standard 
damage to HVAC 
Systems. 

 
The Contractor shall monitor 
ambient temperatures to 
determine need for 
implementing freeze protection. 

system occurs as a 
result of freezing. 

3.3.5.6 Condenser 
Tube 
Inspection 

The Contractor 
shall develop and 
implement a 
condenser tube 
cleaning and 
inspections to 
ensure tubes are 
clear and water 
treatment program 
is effective. 

The Contractor shall develop a 
Condenser Tube Cleaning and 
Inspection Program and submit 
to the KO for review within 30 
days following contract award. 
 
The Contractor shall coordinate 
condenser tube cleaning and 
inspections with the KO.  The 
KO may designate one 
condenser per month to be 
inspected for scaling or 
corrosion of heat transfer tubes 
to determine effectiveness of 
water treatment program.  The 
KO will notify the Contractor of 
date and time five days prior to 
the inspection.   
 
The Contractor will arrange for 
system to be shut down when the 
load of the system is minimal 
which may be outside normal 
working hours.  The Contractor 
shall remove heads from 
condensers for inspection of the 
tubes.  If buildup of scale is in 
excess of 0.01 inch, the tubes 
shall be cleaned.  If scale is built 
up in condensers for two 
consecutive months, all 
condensers will be systemically 
inspected and tubes cleaned as 
required using nondestructive 
cleaning methods. 

Condenser tube 
cleaning and 
inspections are 
accomplished per the 
Contractor’s program 
and schedule. 
 
Condenser tube 
cleaning and 
inspections ordered 
by the Contracting 
Officer do not 
identify scale build-
up greater than .01 
inches. 
 
Scale build up is less 
than 0.01 inch 

3.3.6 Railroad 
Signal and  
Battery House 
Systems and 
Equipment 

The Contractor 
shall develop and 
implement an IMP 
for Railroad Signal 
and Battery House 
systems and 
equipment to 
ensure optimum 
equipment 
operation and to 
maximize useful 
life. 

The railroad signals and battery 
house systems and equipment 
are provided in J-1502000-14 
Railroad Signal and Battery 
House Systems and Equipment – 
MCSF-BI. 
 
The Contractor shall ensure that 
all lights and bells are working 
after each PM and inspection. 

Maintenance is 
performed per 
Contractor's IMP and 
work schedule. 
 
All malfunctions and 
breakdowns requiring 
repair or replacement 
are responded to 
within one hour 
following Contractor 
discovery or 
Government 
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Standard 
notification and 
worked continuously 
to completion. 

3.3.6.1 Crane 
and Railroad 
Trackage 

The Contractor 
shall perform 
operations of crane 
and railroad 
trackage to support 
certification. 

The crane and railroad trackage 
is provided in J-1502000-14 
Railroad Signal and Battery 
House Systems and Equipment – 
MCSF-BI. 
 
The Contractor shall comply 
with the requirements and 
standards for the inspection, 
certification, and audit of 
crane and railroad trackage per 
the current version of 
NAVFACINST 11230.1, UFC, 
OEM requirements and 
standards, equipment 
manufacturer's recommendations 
and commercially accepted 
practices. 
 
Inspection, Certification, and 
Audit of Crane and Railroad 
Trackage. Crane and railroad 
trackage operation for 
certification shall be 
accomplished in the presence of 
the certifying official. 
 
The Contractor shall perform all 
certification testing in the 
presence of the Government 
certifying official.  The 
Contractor shall provide a five 
working day advance 
notification to the KO when 
crane and railroad trackage will 
be ready for testing and 
certification for coordination 
with the Government provided 
inspector. 

Crane and railroad 
Trackage inspection, 
Testing, and 
certification are 
completed when due. 

3.3.7 Vertical 
Transportation 
Equipment 
(VTE) 

The Contractor 
shall develop and 
implement an IMP 
program for 
vertical 
transportation 
equipment to 
ensure proper 
operation, to 
minimize 
breakdowns and to 

Vertical Transportation 
Equipment Systems are provided 
in J-1502000-15 Vertical 
Transportation Equipment 
(VTE) Systems – MCSF-BI. 
 
IMP shall comply with ASME 
A17.1, OEM requirements and 
standards, equipment 
manufacturer's recommendations 
and commercially accepted 

Maintenance is 
accomplished in 
accordance with 
Contractor's IMP and 
work schedule. 
 
Systems and 
equipment are 
maintained and 
repaired to sustain a 
fully functional and 

N69450-16-R-2111 
Regional Base Operation Support I (RBOSI) 

Naval Station Mayport, Florida

Page 124 of 330 
Amendment 0006



Section C – 1502000 
Facility Investment – MCSF-BI 

 

1502000 – Facility Investment – MCSF-BI 
Spec Item Title Performance 

Objective 
Related Information Performance 

Standard 
maximize useful 
life. 

practices. 
 
For certification that is required 
per ASME A17.1 due to work 
performed as part of IMP, refer 
to the Spec Item for Inspection, 
Testing, and Certification of 
VTE. 

operable condition in 
accordance with 
OEM specifications. 

3.4 Inspection, 
Testing, and 
Certification 
Program 

The Contractor 
shall develop and 
implement an 
inspection, testing, 
and certification 
program for 
facilities, systems, 
ground structures 
and other assets to 
ensure they are 
safe, fully 
functional, 
minimize 
breakdowns and to 
maximize useful 
life. 

The Contractor shall develop an 
inspection, testing, and 
certification program  
 
The Contractor shall submit an 
inspection, testing, and 
certification program summary 
report per Section F. 
 
The Contractor shall submit an 
inspection, testing and 
certification schedule and a copy 
of all the equipment 
certifications per Section F. 

All certifications are 
current. 
 
Testing, inspection, 
and certification 
services performed 
and completed in 
accordance with the 
inspection, testing, 
and certification 
program and 
schedule. 
 
Testing, inspection, 
and certification 
services performed in 
accordance with 
applicable references. 
 
Facilities, systems, 
ground structures and 
other assets are 
restored to normal 
working condition 
and function properly 
in accordance with 
OEM specifications, 
including 
recertification if 
applicable. 
 
Work is 
accomplished per 
Spec Item 2.3 
Workmanship and 
Material Standards. 
 
When inspection, 
testing, and 
certification is 
complete the facility, 
system, ground 
structure or other 
asset does not present 
danger to personnel. 
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3.4.1 Backflow 

Prevention 
Devices 

The Contractor 
shall prepare, 
inspect, and test 
backflow 
prevention devices 
to ensure they are 
safe, fully 
functional, and 
operational. 

The inventory of backflow 
prevention devices and date of 
last inspection and testing is 
provided in J-1502000-16 
Backflow Prevention Devices – 
MCSF-BI. 
 
The Contractor shall comply 
with inspection, testing, and 
certification requirements of the 
applicable regulatory agency and 
as specified in paragraph 10.6 of 
UFC-3-230-02, Operation and 
Maintenance: Water Supply 
Systems, UG-2029-ENV 
Cross-Connection Control and 
Backflow Prevention Program 
Implementation at Navy Shore 
Facilities, and paragraph 8-5.3 of 
the current version of 
OPNAVINST 5090.1, 
Environmental and Natural 
Resources Program Manual, 
OEM requirements and 
standards, equipment 
manufacturer's recommendations 
and commercially accepted 
practices. 
 
The Contractor shall provide a 
five working days advance 
notification to the KO when 
backflow prevention devices is 
ready for testing and 
certification for coordination 
with the Government provided 
inspector. 
 
As part of the Backflow 
Prevention Device Inspection, 
Testing, and Certification 
services, the Contractor is fully 
responsible for any individual 
occurrence of incidental repair 
up to the incidental repair 
recurring limit of liability of 
$500 in direct labor and direct 
material cost for each piece of 
equipment per incident.  
Incidental repairs performed 
under recurring services are not 
considered a service order.  The 
Government will only pay for 

Testing, inspection, 
and certification of 
backflow prevention 
devices performed 
and completed in 
accordance with the 
inspection, testing, 
and certification 
program and 
schedule. 
 
Backflow prevention 
devices are certified 
in accordance with 
UFC-3-230-02, UG-
2029-ENV, and 
OPNAVINST 
5090.1. 
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Standard 
the portion of direct labor and 
direct material cost that exceeds 
the incidental repair recurring 
work limit of liability. 
 
Example: If an individual 
occurrence of incidental repair 
requires $550 in direct labor and 
direct material cost, the 
Government may issue a service 
order, minor work or a task order 
in accordance with the non-
recurring work portion of the 
contract for the $50 in direct 
labor and direct material cost 
that exceeds the incidental repair 
recurring limit of liability. 

3.4.2 Boilers and 
UPVs 

The Contractor 
shall clean, 
prepare, and 
operate boilers 
and/or UPVs to 
support 
certification.  

Boiler systems are provided in J-
1502000-10 Boiler Systems – 
MCSF-BI.   
 
UPVs are provided in J-
1502000-08 Unfired Pressure 
Vessels (UPV) – MCSF-BI. 
 
The Contractor shall prepare 
boilers and/or UPVs for testing, 
inspection, and certification in 
accordance with the National 
Board of Boiler and Pressure 
Vessel Inspectors Code, UFC 3-
410-06, and UFC 3-430-07.   
 
The Contractor shall 
immediately void any boiler 
inspection safety certificates 
upon the discovery of a safety 
deficiency regardless of the 
expiration date on the certificate.  
The certificate will again be 
valid only after the deficiency 
has been corrected by the 
Contractor and the boiler has 
been re-certified. 
 
The Contractor shall thoroughly 
clean and prepare the system 
boilers and/or UPVs for testing 
and certification.  The 
Contractor is fully responsible 
for and shall perform any 
repairs, including replacement, 
discovered during inspection, 

Testing, inspection, 
and certification of 
boilers and/or UPVs 
performed and 
completed in 
accordance with the 
Inspection, Testing, 
and Certification 
Program and 
Schedule. 
 
Boilers and/or UPVs 
promptly returned to 
service upon issuance 
of certification.   
 
Boilers and/or UPVs 
are prepared for 
inspection and 
certification in 
accordance with UFC 
3-410-06 and UFC 3-
430-07. 

N69450-16-R-2111 
Regional Base Operation Support I (RBOSI) 

Naval Station Mayport, Florida

Page 127 of 330 
Amendment 0006



Section C – 1502000 
Facility Investment – MCSF-BI 

 

1502000 – Facility Investment – MCSF-BI 
Spec Item Title Performance 

Objective 
Related Information Performance 

Standard 
testing, and certification up to 
the recurring work limit of 
liability specified in 1502000 
Spec Item 3.3.   
 
The Contractor shall return 
boilers and/or UPVs to service 
upon issuance of certification. 
 
The Contractor shall refrain 
from operating a boiler and/or 
UPV without a valid NAVFAC 
inspection certificate. 
 
The Contractor shall perform all 
certification testing in the 
presence of the Government 
Certified Boiler Inspector.   
 
The Contractor shall provide 
five working days advance 
notification to the KO  when 
boilers and/or UPVs is ready for 
testing and certification for 
coordination with the 
Government provided inspector. 
 
The Contractor shall assist the 
Certified Boiler Inspector in 
performing the testing for 
certification. 
 
The Contractor shall notify the 
Government when equipment is 
ready for testing and 
certification. 
 
The Contractor shall maintain 
files of inspection reports and 
inspection certificates  
 
The Contractor shall provide 
files for Government review and 
inspection when requested. 

3.4.3 Vertical 
Transportation 
Equipment 
(VTE) 

The Contractor 
shall prepare, 
inspect, test, and 
operate VTE 
systems to support 
Government 
certification.  
 

The VTE system inventory 
including date of latest 
certification is provided in J-
1502000-15 Vertical 
Transportation Equipment 
(VTE) Systems – MCSF-BI. 
 
The Contractor shall prepare 
VTE for testing, inspection, and 

Notification of repair 
work necessary to 
maintain certification 
is reported to the 
Government within 
one hour of 
identification. 
 
VTE inspection and 
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Standard 
certification in accordance with 
ASME A17.1, OEM 
requirements and standards, 
equipment manufacturer's 
recommendations and 
commercially accepted practices. 
 
The Contractor shall perform all 
inspections and tests for 
certification in the presence of a 
Government provided inspector. 
 
As specified in paragraph 1.2.2 
of NAVFAC MO-118, 
Inspection of Vertical 
Transportation Equipment, all 
vertical transportation equipment 
shall have a valid current 
certificate posted in the car or 
maintained in the Public Works 
office.  If the certificate is on file 
in Public Works office a notice 
will be posted in the car stating 
where the certificates can be 
found. 
 
The Contractor shall prepare 
VTE for testing and certification.  
The Contractor is fully 
responsible for and shall perform 
any repairs, including 
replacement, discovered during 
inspection, testing, and 
certification up to the recurring 
work limit of liability specified 
in 1502000 Spec Item 3.3.  
 
The Contractor shall provide 
five working days advance 
notification to the KO when 
VTE is ready for testing and 
certification for coordination 
with the Government provided 
inspector. 
 
The Contractor shall submit the 
Inspection and Test Report for 
Vertical Transportation 
Equipment (VTE) per Section F. 

testing is completed 
when due. 
 
Inspection and testing 
of VTE performed 
and completed in 
accordance with the 
inspection and testing 
program and 
schedule. 
 
VTE prepared for 
inspection and 
certification in 
accordance with 
NAVFAC MO-118. 

3.5 Other 
Recurring 
Services 
Program 

The Contractor 
shall develop and 
implement an 
Other Recurring 

The Contractor shall submit an 
Other Recurring Services 
Program Summary Report per 
Section F. 

Other recurring 
services are 
accomplished in 
accordance with the 
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Services Program 
for facilities, 
systems, ground 
structures and other 
assets to ensure 
they are safe, fully 
functional, 
minimize 
breakdowns and to 
maximize useful 
life. 

 Contractor's program 
and work schedule. 
 
Facilities, systems, 
ground structures and 
other assets are 
restored to normal 
working condition 
and function properly 
in accordance with 
OEM specifications, 
including 
recertification if 
applicable. 
 
Work is 
accomplished per 
Spec Item 2.3 
Workmanship and 
Material Standards. 
 
When other recurring 
service is complete 
the facility, system, 
ground structure or 
other asset does not 
present danger to 
personnel. 

3.5.1 Lighting 
Systems 

The Contractor 
shall develop and 
implement a 
lighting systems 
program to ensure 
proper operation, to 
minimize 
breakdowns, and to 
maximize useful 
life. 

Lighting systems are provided in 
Attachment J-1502000-17 
Lighting Systems – MCSF-BI. 
 
The Contractor shall develop 
and implement a program to 
inspect, clean, re-lamp, and 
make all necessary repairs to 
lighting systems. 
 
As part of the lighting systems 
recurring service, the Contractor 
is fully responsible for any 
individual occurrence of 
incidental repair up to the 
incidental repair recurring work 
limit of liability of $500 in direct 
labor and direct material cost for 
each piece of equipment or 
component per incident.  
Incidental repairs performed 
under recurring services are not 
considered a service order.  The 
Government will only pay for 
the portion of direct labor and/or 

Inspection, cleaning, 
re-lamping, and 
repairs are performed 
in accordance with 
Contractor's lighting 
program and work 
schedule. 
 
The Contractor’s 
interior and exterior 
lighting systems 
program is submitted 
within 30 days 
following award. 
 
Traffic control lights 
are repaired within 
eight hours when 
lights are not 
functioning properly. 
 
Traffic signals and 
lighting function as 
intended. 
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direct material cost that exceeds 
the incidental repair recurring 
work limit of liability. 
 
Example: If an individual 
occurrence of incidental repair 
requires $550 in direct labor 
and/or direct material cost, the 
Government may issue a service 
order, minor work or a task order 
in accordance with the non-
recurring work portion of the 
contract for the $50 in direct 
labor and/or direct material cost 
that exceeds the incidental repair 
recurring limit of liability. 
 
Informational Note.  Historically, 
a monthly interior and exterior 
lighting systems program has 
been acceptable by the 
Government. 

All emergency and 
exit lights work after 
scheduled 
maintenance. 
 
Interior and exterior 
lighting systems are 
maintained per 
Contractor's program 
and schedule. 
 

3.5.2 Corrosion 
Control 

The Contractor 
shall develop and 
implement a 
Corrosion Control 
program to ensure 
equipment is free 
of corrosion and 
rust. 

The Contractor shall perform 
corrosion control on all systems 
and equipment identified in the 
following attachments: 
 J-1502000-05Auxiliary 

Generator Systems – MCSF-
BI 

 J-1502000-06 Compressed Air 
Systems – MCSF-BI 

 J-1502000-07 Facilities 
Systems and Equipment – 
MCSF-BI 

 J-1502000-08 Unfired 
Pressure Vessels (UPV) – 
MCSF-BI 

 J-1502000-09 Blast, Paint and 
Drying Systems – MCSF-BI 

 J-1502000-10 Boiler Systems 
– MCSF-BI 

 J-1502000-11 Fire Protection 
Systems – MCSF-BI 

 J-1502000-12 HVAC and 
Refrigeration Systems – 
MCSF-BI 

 J-1502000-14 Railroad Signal 
and Battery House Systems 
and Equipment – MCSF-BI 

 J-1502000-15 Vertical 
Transportation Equipment 
(VTE) Systems – MCSF-BI.J-

Equipment is free of 
corrosion and rust. 
 
Corrosion control is 
maintained per 
Contractor’s 
incorporated program 
and schedule. 
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Standard 
1502000-16 Backflow 
Prevention Devices – MCSF-
BI. 

 J-1502000-18 Lift Stations – 
MCSF-BI 

 
The Contractor shall ensure 
equipment is clean, corrosion is 
removed, and sealed/painted 
areas are recoated as required. 
 
The Contractor shall protect 
non-painted areas with 
appropriate protective coatings 
to prevent corrosion.  Finished 
appearance shall match existing 
coating as near as possible. 

3.5.3 Roof 
Maintenance 

The Contractor 
shall develop and 
implement a Roof 
Maintenance 
program to ensure 
areas are free of 
debris.  

Roof maintenance shall include 
the cleaning of drains, roof 
areas, and valleys. 
 
The Contractor shall refill pitch 
pockets per National Roofing 
Contractors Association 
(NRCA) standards. 
 
The Contractor shall report all 
roof discrepancies to the COR at 
the time of cleaning. 

Areas are free of 
debris. 
 
All roof 
discrepancies are 
reported to the FSCM 
at the time of 
cleaning. 
 
Roof Maintenance is 
maintained per 
Contractor’s 
incorporated program 
and schedule. 

3.5.4 Clean Lift 
Stations 

The Contractor 
shall clean lift 
stations quarterly 
to ensure no 
buildup or 
stoppages. 

Lift Stations are provided in J-
1502000-18 Lift Stations – 
MCSF-BI. 
 
The Contractor shall clean lift 
stations at MCSF-BI as required 
by removing any spillage, or 
stoppages, grease, scum, and 
solids from wet wells, wet well 
side walls, weirs, channels, bar 
screens and incoming sewer 
liners.  

Lift stations 
satisfactory cleaned 
as scheduled. 

3.5.4.1 Pump Holding 
Tanks 

The Contractor 
shall clean holding 
tanks as Scheduled 
Monthly 

Holding tanks description 
provided in J-1502000-19 
Holding Tanks – MCSF-BI. 
 
The Contractor shall clean 
sewage holding tanks as required 
by removing any spillage, or 
stoppages, grease, scum, and 
solids from tank.  

Holding tank 
satisfactory cleaned 
as scheduled and 
response to alarm is 
satisfactory. 
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Standard 
3.5.5 Locksmith and 

Key Control 
Custodian 

The Contractor 
shall perform the 
duties of locksmith 
and Key Control 
custodian to 
maintain security 
of the base key and 
lock system. 

The Contractor shall serve as the 
Key Control Custodian as 
appointed by MCSF-BI.  Duties 
include management and 
oversight of all the keys under 
the established Grand Master 
System as established by MCSF-
BI Key Control Programs.  
Maintain the security of the key 
locker, accountable for its 
contents and maintain the key 
log.  Issue new or replacement 
keys using established 
procedures.  Conduct inventories 
of all office keys at least once 
annually.  Record the results of 
the inventory on a Memorandum 
for the Record (MFR) and 
provide results to the head of the 
MCSF-BI IMO Facilities Dept. 
and Physical Security Officer.  
Maintain inventories of keys, 
locks and personnel assigned to 
each key by using Government 
supplied computer and software.   
 
As part of the Locksmith and 
Key Control Custodian recurring 
service, the Contractor shall 
develop and implement an 
installation, maintenance and 
repair program to ensure 
equipment and components; 
such as: manual and automated 
locks, padlocks, locking 
systems; door openers, closers, 
hardware, software applications, 
computers, computer work 
stations, communication 
equipment, printers, etc. are safe, 
fully functional, minimize 
breakdowns and to maximize 
useful life.  The Contractor shall 
implement any future versions of 
the systems software at no 
additional cost to the 
Government. 
 
 
As part of the Locksmith and 
Key Control recurring service, 
the Contractor is fully 
responsible for any individual 

All locks and keys 
are managed and 
maintained in a 
secure environment 
in accordance with 
specified standards.    
 
Audit of key and lock 
audits are provided to 
the government 
within 15 days of 
completion. 
 
Issuing of keys, 
maintaining key 
locker and 
maintaining 
inventory of keys 
accomplished in 
accordance with 
procedures 
established by the 
Government. 
 
Installation, 
maintenance and 
repair are 
accomplished in 
accordance with the 
Contractor’s 
installation, 
maintenance and 
repair program and 
work schedule. 
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occurrence of incidental repair 
up to the incidental repair 
recurring work limit of liability 
of $500 in direct labor and direct 
material cost for each piece of 
equipment per incident.  
Incidental repairs performed 
under recurring services are not 
considered a service order.  The 
Government will only pay for 
the portion of direct labor and/or 
direct material cost that exceeds 
the incidental repair recurring 
work limit of liability. 
 
Example: If an individual 
occurrence of incidental repair 
requires $550 in direct labor 
and/or direct material cost, the 
Government may issue a service 
order, minor work or a task order 
in accordance with the non-
recurring work portion of the 
contract for the $50 in direct 
labor and/or direct material cost 
that exceeds the incidental repair 
recurring limit of liability. 

3.6 Minor Work The Contractor 
shall perform 
minor work in a 
timely manner to 
accomplish any 
work identified 
within the entire 
boundary of the 
installation to 
ensure facilities, 
systems, ground 
structures and other 
assets are fully 
functional, in 
normal working 
condition and 
function properly 
in accordance with 
specified and OEM 
standards. 

The Government may issue 
minor work to accomplish any 
work identified within the entire 
boundary of the installation in 
accordance with non-recurring 
work portion of the contract.  
 
Minor work may consist of Unit 
Priced Task (UPT) Work (non-
negotiated) and Unit Priced 
Labor (UPL) Work (negotiated).  
The Contractor shall perform all 
minor work, as ordered by the 
KO.  Minor work will consist of 
Unit Priced Tasks and Unit 
Priced Labor Work which may 
be ordered by the Government as 
separate items or a combination 
of items from the Non-Recurring 
Work Exhibit Line Items 
(ELINs) provided in Section J, 
on an as needed basis. 
 
The Contractor may invoice for 
completed minor work orders.  
The Contractor shall not invoice 

Minor work 
completed within the 
specified time. 
 
Facilities, systems, 
ground structures and 
other assets are in 
normal working 
condition and 
function properly in 
accordance with 
OEM specifications, 
including 
recertification if 
applicable. 
 
Work is 
accomplished per 
Spec Item 2.3 
Workmanship and 
Material Standards. 
 
When minor work is 
complete the facility, 
system, ground 
structure or other 
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Standard 
for incomplete minor work 
orders and minor work not 
issued.  A modification will be 
process at the end of each period 
of performance to deduct for 
minor work not issued and 
incomplete minor work orders.  
Deduction will be based on the 
unit price specified in 
Attachment J-0200000-13 
ELINs. 

asset does not present 
danger to personnel 
or Government 
property. 
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Standard 
4 Non-recurring 

Work 
Non-recurring work 
may be ordered 
utilizing DoD 
EMALL/FEDMALL 
in accordance with 
Section H or on a 
task order in 
accordance with the 
PROCEDURES 
FOR ISSUING 
ORDERS clause in 
Section G.  The 
order will specify 
the exact locations 
and types of work to 
be accomplished.  
The period of 
performance will be 
specified in each 
order. 

Refer to Non-recurring work 
ELINs for task listings, 
descriptions and related 
requirements.  All periods of 
performance are measured from 
issue date of order to acceptance 
of the work.  Performance 
Standards for Non-recurring 
work will be the same as those in 
Spec Item 3 where applicable. 
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Spec Item Title 
1 General Information 
1.1 Concept of Operations 
2 Management & Administration 
2.1 Definitions and Acronyms 
2.2 Personnel 
2.2.1 Certification, Training, and Licensing 
2.3 Special Requirement 
2.3.1 Pathogen Exposure 
2.4 References and Technical Documents 
3 Recurring Work 
3.1 Scheduled Services 
3.1.1 Space Cleaning 
3.1.1.1 Emptying Waste Containers 
3.1.1.2 Emptying Recycling Containers 
3.1.1.3 Low Area Cleaning 
3.1.1.4 Coffee Mess/Break Room Area Cleaning 
3.1.1.5 High Area Cleaning  
3.1.1.6 Interior Window Cleaning  
3.1.1.7 Exterior Window Cleaning  
3.1.1.8 Window Blinds Cleaning 
3.1.1.9 Entrance Cleaning 
3.1.1.10 Interior Glass Surfaces Cleaning 
3.1.1.11 Drinking Fountains Cleaning  
3.1.2 Floor Care 
3.1.2.1 Sweeping and Dust Mopping 
3.1.2.2 Vacuuming Carpets and Rugs 
3.1.2.3 Cleaning Walk-off Mats 
3.1.2.4 Spray Cleaning and Buffing 
3.1.2.5 Damp Mopping 
3.1.2.6 Stripping, Coating, and Buffing  
3.1.2.7 Carpet and Rug Deep Cleaning  
3.1.3 Restroom Services 
3.1.3.1 Restroom Cleaning 
3.1.3.2 Restroom Servicing 
3.1.4 Restroom and Group Shower/Locker Room Cleaning 
3.1.4.1 Gym/Fitness Center 
3.1.5 Building Perimeter Services 
3.1.5.1 Debris Removal 
3.1.5.2 Emptying Perimeter Waste Containers 
3.2 Unscheduled Services  
4 Non-recurring Service 
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Spec Item Title Description 
1 General 

Information 
The Contractor shall provide all labor, management, supervision, tools, 
material, and equipment required to perform custodial services at Marine 
Corps Support Facility Blount Island Jacksonville, Florida and the outlying 
areas supported by these commands. 

1.1 Concept of 
Operations 
 

The intent of 1503010 Custodial is to specify the requirements related to the 
cleaning of facilities.  Custodial requirements consist mainly of services that 
ensure the cleanliness of working environments.   
 
The following services are not included in 1503010 Custodial: 

 Custodial services do not include any repair work of facilities or 
fixtures.   

 Custodial services include waste removal for buildings and service 
locations to collection points, but disposal of waste from collection 
sites is addressed in 1503030 Integrated Solid Waste Management. 
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Spec Item Title Description 
2 Management 

& 
Administration 

 

2.1 Definitions 
and Acronyms 

Definitions and Acronyms are listed in J-1503010-01. 

2.2 Personnel The Contractor shall provide personnel with the qualifications, technical 
knowledge, experience and skills required for efficient operations within the 
custodial function. 

2.2.1 Certification, 
Training, and 
Licensing 

The Project Manager, Site Safety and Health Officer and other Contractor 
personnel performing work where they may be exposed to blood or other 
potentially infectious materials shall receive pathogen training prior to 
beginning service.  The Contractor shall submit Pathogen Training 
Certificates per Section F. 

2.3 Special 
Requirement 

 

2.3.1 Pathogen 
Exposure 

The Contractor shall comply with 29 CFR-1910.1030 at all times if personnel 
are performing work where they may be exposed to blood or other potentially 
infectious materials. 
 
The Contractor shall have an established Exposure Control Plan accessible to 
employees.  This plan shall be reviewed annually and comply with 29 CFR-
1910.1030.   
 
Employees in areas subject to higher exposure risk shall submit to all required 
testing and receive vaccinations as required by the installation. 

2.4 References 
and Technical 
Documents 

References and Technical Documents are listed in J-1503010-02. 
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Standard 
3 Recurring 

Work 
The Contractor 
shall provide 
custodial services 
to ensure facilities 
are clean, sightly, 
and free of 
offensive odors. 

The Contractor's cleaning 
techniques and products shall 
protect the integrity of surfaces, 
finishes and floor coverings.  
 
Common Output Level 
Standards (COLS) are defined 
by Marine Corps Installation 
Command, MCICOM.    
Services and associated 
frequencies are specified for 
COLS 1, COLS 2, COLS 3 Full 
and COLS 3 Minimum along 
with two levels of Additional 
Measures for COLS 3 Full and 
COLS 3 Minimum, respectively, 
as shown in J-1503010-03.  
 
The Government intends to 
procure services at COLS 3 Full 
Base Measures.  Increases or 
decreases in COLS will be made 
in accordance with the 
CHANGES clause, SECTION I. 
 
Facilities or spaces listed as 
Prestige in the Custodial 
Inventory provided in J-
1503010-04 receive services at 
the associated frequencies 
shown for Prestige Areas in J-
1503010-03. 
 
Custodial Inventory is provided 
in J-1503010-04 detailing floor 
types and surface area, fixtures, 
and other relevant information.  

Facilities are clean, 
sightly, and free of 
offensive odors 
consistent with the 
specified service 
class. 
 
 

3.1 Scheduled 
Services 

The Contractor 
shall provide 
scheduled 
custodial services 
to ensure facilities 
are clean, sightly, 
and free of 
offensive odors. 

The Contractor shall develop 
and submit an Annual Work 
Schedule and Monthly Work 
Plan for custodial services per 
Section F.  The schedule shall 
clearly indicate the date of 
performance of each service for 
each building 

Facilities are clean, 
sightly, and free of 
offensive odors 
consistent with the 
specified service 
class. 
 
Work is completed 
in accordance with 
the Contractor’s 
schedule. 

3.1.1 Space 
Cleaning 

The Contractor 
shall clean spaces 
to ensure they are 
clean, sightly, and 

The Contractor shall return 
furniture and other items moved 
during performance to their 
original positions.    

Spaces are clean, 
sightly, and free of 
offensive odors 
consistent with the 
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Standard 
free of offensive 
odors. 

specified service 
class. 
 
Furniture and other 
items moved 
returned to original 
position. 

3.1.1.1 Emptying 
Waste 
Containers 
 
 

The Contractor 
shall empty waste 
containers and 
ensure they are 
clean and free of 
offensive odors.  

The Contractor shall collect and 
dispose of items placed adjacent 
to waste containers and marked 
"TRASH."  Waste collection 
excludes individual items that 
exceed 20 pounds in weight. 
 
All waste that is dropped during 
the waste removal process shall 
be picked up and properly 
disposed.  All spills that occur 
during the waste removal 
process shall be and properly 
treated and cleaned. 

Waste containers 
are empty, clean, 
and free of 
offensive odors.  
 
Waterproof liners 
are provided and 
replaced when 
soiled or 
unserviceable. 
 
Services are 
performed at the 
specified 
frequencies. 

3.1.1.2 Emptying 
Recycling 
Containers 
 
 

The Contractor 
shall empty 
recycling 
containers and 
ensure they are 
clean and free of 
offensive odors. 

The Contractor shall collect and 
dispose of items placed adjacent 
to recycling containers and 
marked "RECYCLE."  Waste 
collection excludes individual 
items that exceed 20 pounds in 
weight. 
 
All recyclable material that is 
dropped during the removal 
process shall be picked up and 
properly disposed.  
 
Provide liners for plastic and 
glass containers. 
 
All recyclable material shall be 
moved to building collection 
site.   
 
Informational Note:  The 
Government has found on 
previous contracts that collection 
of recyclable material two times 
per month has maintained 
services at an acceptable level. 

Recycling 
containers are 
empty, clean, and 
free of offensive 
odors.  
 
Services are 
performed at the 
specified 
frequencies. 

3.1.1.3 Low Area 
Cleaning 

The Contractor 
shall provide low 
area cleaning 
services to ensure 

Low area cleaning includes all 
furniture and fixtures (e.g., 
partitions, radiators, equipment, 
hand railings in stairways, grills, 

Surfaces are clean.  
 
Cleaning is 
performed at the 
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Standard 
surface areas are 
clean.  

ledges, sills, walls, doors, 
interior and exterior of light 
fixtures, exhaust fans, ceiling 
vents, chalk and dry boards and 
trays, miscellaneous hardware 
and bright metal work) to a 
maximum height of 8'-0" above 
floor level. 
 
Low area cleaning does not 
include desktops of occupied 
cubicles or offices.  

specified 
frequencies. 

3.1.1.4 Coffee 
Mess/Break 
Room Area 
Cleaning 

The Contractor 
shall provide 
cleaning services 
in coffee 
mess/break room 
areas to ensure 
areas are clean and 
sanitary.  

Employee coffee mess/break 
room areas shall include sinks, 
countertops, waste containers, 
cooking equipment, coffee 
makers, and dining areas.  
Where present, soap and paper 
towel dispensers shall be 
refilled. 
 
The Contractor shall collect all 
waste from coffee mess/break 
room areas.  All waste shall be 
moved to designated refuse 
containers.   
 
All waste that is dropped during 
the waste removal process shall 
be picked up and properly 
disposed.  

Mess area is clean 
and sanitary.  
 
Mess area waste 
containers are 
empty, clean, and 
waterproof liners 
have been 
replaced. 
 
Dispensers are 
refilled and 
supplies are 
stocked. 
 
Services are 
performed at the 
specified 
frequencies. 

3.1.1.5 High Area 
Cleaning  

The Contractor 
shall provide high 
area cleaning 
services to ensure 
surfaces are clean.  

High area cleaning includes all 
areas that are vertical and 
horizontal surfaces above 8'-0" 
from floor level, including 
overhead piping, interior and 
exterior of light fixtures, exhaust 
fans, ceiling vents, and ceiling 
areas.   
 
The Contractor shall ensure that 
overhead fixtures are protected 
from damage. 
 
High area cleaning includes 
removal of all debris created, 
including debris falling into low 
areas. 

Surfaces are clean. 
 
Cleaning is 
performed at the 
specified 
frequencies. 

3.1.1.6 Interior 
Window 
Cleaning  

The Contractor 
shall clean window 
surfaces and 
adjacent areas to 

Interior window cleaning shall 
be scheduled concurrently with 
exterior window cleaning. 

All interior 
windows are clean 
and sightly. 
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Standard 
ensure that 
surfaces are clean 
and sightly. 

Cleaning is 
performed at the 
specified 
frequencies. 

3.1.1.7 Exterior 
Window 
Cleaning  

The Contractor 
shall clean window 
surfaces and 
adjacent areas to 
ensure that 
surfaces are clean 
and sightly. 

Where storm windows exist, the 
Contractor shall clean both sides 
of the storm window and the 
outside of the inner glass. 
 
When screens are present, the 
Contractor shall remove and 
clean the screen such that it is 
free of debris and dust before 
reinstalling over cleaned 
windows.  Work will not be 
considered complete until 
screens are reinstalled. 
 
Exterior window cleaning shall 
be scheduled concurrently with 
interior window cleaning. 

All exterior 
windows are clean 
and sightly. 
 
Cleaning is 
performed at the 
specified 
frequencies. 

3.1.1.8 Window 
Blinds 
Cleaning 

The Contractor 
shall clean window 
blinds to ensure 
they are clean and 
available for use in 
a timely manner. 

The Contractor shall clean both 
sides of blinds. 
 
Blinds may be removed for 
cleaning. 

Blinds are clean 
and in the same 
operational 
condition as prior 
to cleaning. 
 
If removed for 
cleaning, blinds are 
returned to their 
original location 
within two 
working days. 
 
Cleaning is 
performed at the 
specified 
frequencies. 

3.1.1.9 Entrance 
Cleaning 

The Contractor 
shall clean doors 
and all associated 
glass of the 
entrance to ensure 
doors and glass 
surfaces are clean 
and sightly. 

Entrance surfaces include but 
are not limited to doors, 
associated transoms, and 
sidelights. 
 
When the entry is an atrium 
entrance the Contractor shall 
clean both sets of doors and all 
associated glass. 
 
Surfaces shall be free of all dirt 
and provide a clear, streak-, 
smudge- and mark-free 
appearance regardless of height. 

Glass surfaces are 
clean and sightly 
on both sides and 
for the full height 
of the glass. 
 
Doors are clean 
and free of all dirt 
and marks. 
 
Cleaning is 
performed at the 
specified 
frequencies. 
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Standard 
3.1.1.10 Interior Glass 

Surfaces 
Cleaning 

The Contractor 
shall clean all 
interior glass to 
ensure glass 
surfaces are clean 
and sightly. 

Glass surfaces include but are 
not limited to interior doors, 
partitions, and walls. 

Glass surfaces are 
clean and sightly 
on both sides and 
for the full height 
of the glass. 
 
Cleaning is 
performed at the 
specified 
frequencies. 

3.1.1.11 Drinking 
Fountains 
Cleaning  

The Contractor 
shall clean 
drinking fountains 
to ensure they are 
clean, stain free, 
sanitary, and 
sightly. 

Drinking fountain surfaces shall 
be properly disinfected. 
 
The Contractor shall notify the 
KO or representative designated 
by the KO when drinking 
fountains are damaged or 
missing. 

Drinking fountains 
are clean, stain 
free, sanitary, and 
sightly. 
 
Cleaning is 
performed at the 
specified 
frequencies. 

3.1.2 Floor Care The Contractor 
shall provide floor 
care services to 
ensure they are 
clean and sightly. 

The Contractor shall move 
furniture, non-permanent rugs 
and other floor coverings prior 
to floor care services.  The 
Contractor shall return furniture, 
rugs, floor coverings, and other 
items moved during services to 
its original position.   
 
When caring for raised deck 
floors, the Contractor shall 
ensure that all items below the 
floor are protected from damage. 
 
Floor care services shall be 
performed in a manner that 
minimizes interference with 
daily operations. 
 
The Contractor shall post 
warning signs and barricades in 
areas of floor care operations, as 
appropriate, to ensure personnel 
safety.  

Floors are clean 
and sightly 
consistent with the 
specified service 
class. 
 

3.1.2.1 Sweeping and 
Dust Mopping 

The Contractor 
shall sweep or dust 
mop uncarpeted 
floors to ensure 
floors are free of 
debris and dust. 

The Contractor shall sweep or 
dust mop uncarpeted floors, 
including stairwells and 
elevators. 

Floors are free of 
debris and dust. 
 
Services are 
performed at the 
specified 
frequencies. 

3.1.2.2 Vacuuming 
Carpets and 

The Contractor 
shall vacuum 

The Contractor shall provide 
spot cleaning as needed. 

Carpets and rugs 
are free of debris 
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Standard 
Rugs carpets and rugs to 

ensure they are 
free of debris and 
dust. 

and dust. 
 
Services are 
performed at the 
specified 
frequencies. 

3.1.2.3 Cleaning 
Walk-off Mats 

The Contractor 
shall clean the 
walk-off mats and 
surfaces below the 
mats to ensure 
mats and surfaces 
are clean. 
 

The Contractor shall return mats 
to their original locations after 
cleaning.   
 
The Contractor shall notify the 
KO when walk-off mats are 
defective, missing, or not 
serviceable. 

Walk-off mats and 
surfaces below the 
mats are clean. 
 
Services are 
performed at the 
specified 
frequencies. 

3.1.2.4 Spray 
Cleaning and 
Buffing 

The Contractor 
shall spray clean 
and buff floors to 
ensure floors are 
clean and present a 
sightly appearance. 

The Contractor shall ensure 
there is no buildup or residue on 
baseboards, mop boards, cove 
base, and kick plates.  
 
Floor products used shall result 
in a non-slip finish. 

Floors are clean 
and have a uniform 
glossy finish. 
 
Non-slip floors are 
clean and have a 
uniform matte 
finish. 
 
Services are 
performed at the 
specified 
frequencies. 

3.1.2.5 Damp 
Mopping 

The Contractor 
shall damp mop 
floors to ensure 
that floors are 
clean. 

The Contractor shall damp mop 
uncarpeted floors, including 
stairwells and elevators.  Scuff 
marks, spots, surface dirt, and 
dried stains shall be removed.  

Floors are clean 
and sanitary.  
 
Services are 
performed at the 
specified 
frequencies. 

3.1.2.6 Stripping, 
Coating, and 
Buffing  

The Contractor 
shall strip, coat and 
buff floors to 
ensure that floors 
are clean and 
sightly. 
 
The Contractor 
shall coat floors to 
ensure continuous 
protection. 

The Contractor shall strip, coat, 
and buff uncarpeted floors, 
including stairwells and 
elevators. 
 
The Contractor shall ensure 
there is no buildup or residue on 
baseboards, mop boards, cove 
base, and kick plates. 
 
The Contractor shall apply 
sufficient coats of product to 
protect floors from traffic and 
use. 
 
Floor products used shall result 
in a non-slip finish. 

Floors are clean, 
free of previously 
applied coat, and 
have a uniform 
glossy finish.  
 
Floors are properly 
coated and 
protected.  
 
No buildup or 
residue on 
baseboards, mop 
boards, cove base, 
and kick plates. 
 
Non-slip floors are 
clean and have a 
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uniform matte 
finish. 
 
Services are 
performed at the 
specified 
frequencies. 

3.1.2.7 Carpet and 
Rug Deep 
Cleaning  

The Contractor 
shall deep clean 
carpets and rugs to 
ensure that floors 
are clean, sightly 
and available for 
use in a timely 
manner. 

Acceptable methods for deep 
cleaning include shampooing, 
chemical extraction, steam 
cleaning, and other similar deep 
cleaning processes. 
 

Carpets and rugs 
are clean. 
 
Carpets and rugs 
are dry and 
passable in 12 
hours. 
 
Services are 
performed at the 
specified 
frequencies. 

3.1.3 Restroom 
Services 

The Contractor 
shall service 
restrooms to ensure 
they are clean, 
stain free, sanitary, 
sightly, and 
stocked with 
sufficient supplies. 

The Contractor shall inform the 
KO or a designated 
representative when dispensers 
and fixtures are damaged, 
clogged, overflowing, or 
missing. 
 
The Contractor shall clean 
locker rooms, showers, deep 
sinks, overhead piping, interior 
and exterior of light fixtures, 
exhaust fans, ceiling vents, and 
ceiling areas as part of restroom 
services. 

Restrooms are 
clean, stain free, 
sanitary, and 
sightly consistent 
with the specified 
service class. 
 
Restrooms are 
adequately stocked 
with restroom 
supplies. 
 
Services are 
performed at the 
specified 
frequencies.  

3.1.3.1 Restroom 
Cleaning 

The Contractor 
shall clean and 
disinfect restrooms 
to ensure they are 
clean, sanitary, and 
free of offensive 
odors.  

All cleaning materials and 
equipment used in restrooms 
shall not be used in any other 
areas outside the restrooms. 
 
Cleaning materials, including 
sponges, cloths, brushes, and 
similar items, used to clean 
toilets, urinals, floors, and walls 
shall not be used to clean 
showers, lavatories and sinks.   
 
All restroom doors, floors, walls, 
partitions, fixtures, mirrors, 
waste containers, grab bars, and 
shower areas shall be cleaned 
and disinfected.   

All restrooms are 
clean, sanitary, and 
free of offensive 
odors.  
 
No graffiti present 
on restroom 
surfaces. 
 
Cleaning is 
performed at the 
specified 
frequencies. 
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All graffiti, dust, and cob webs 
from restroom surfaces shall be 
removed. 
 
All waterless urinals shall be 
maintained in accordance with 
manufacturers’ 
recommendations, and at the 
frequency required by use. 

3.1.3.2 Restroom 
Servicing 

The Contractor 
shall service 
restrooms to ensure 
they are stocked 
with sufficient 
supplies and waste 
containers are 
emptied, clean, 
free of offensive 
odors and sightly. 
 
 

Restroom supplies include toilet 
paper, toilet seat protectors, 
soap, hand sanitizer, and paper 
towels.  Utilize dispenser where 
available. 
 
The Contractor shall 
repair/replace damaged, broken 
or vandalized dispensers at no 
additional cost to the 
Government. 
 
The Contractor shall provide and 
keep serviced air fresheners in 
all restrooms in buildings 100 
and 450.  Historically, 
approximately 17 deodorizers 
have been replenished monthly. 
 
The Contractor shall collect all 
waste from all restrooms.  All 
waste shall be moved to 
designated refuse containers.    
 
All waste that is dropped during 
the waste removal process shall 
be picked up and properly 
disposed. 

Restroom supplies 
are filled to 
capacity and are 
available. 
 
Restroom waste 
containers are 
empty, clean, free 
of offensive odors, 
and waterproof 
liners have been 
replaced. 
 
Services are 
performed at the 
specified 
frequencies. 

3.1.4 Restroom and 
Group 
Shower/Locke
r Room 
Cleaning 
 

The Contractor 
shall provide 
cleaning services 
in restrooms and 
group 
shower/locker 
rooms to ensure 
areas are clean and 
sanitary. 

The Contractor shall inform the 
KO or a designated 
representative when dispensers 
and fixtures are damaged, 
clogged, overflowing, or 
missing. 
 
All cleaning materials and 
equipment used in restrooms and 
shower/locker rooms shall not 
be used in any other areas 
outside the restrooms and 
shower/locker rooms. 
 

All restrooms and 
shower/locker 
rooms are clean, 
sanitary, and free 
of offensive odors.  
 
Restrooms and 
shower/locker 
room waste 
containers are 
empty, clean, and 
waterproof liners 
have been 
replaced. 
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Cleaning materials, including 
sponges, cloths, brushes, and 
similar items, used to clean 
toilets, urinals, floors, and walls 
shall not be used to clean 
showers, lavatories and sinks.  
 
The Contractor shall collect all 
waste from all restrooms and 
shower/locker rooms.  All waste 
shall be moved to designated 
refuse containers. 
 
All waste that is dropped during 
the waste removal process shall 
be picked up and properly 
disposed.  
 
Restroom and shower/locker 
room supplies include toilet 
paper, toilet seat protectors, 
soap, and paper towels.  Utilize 
dispenser where available. 

 
Restroom and 
shower/locker 
room supplies are 
filled to capacity 
and are available. 
 
Cleaning is 
performed at the 
specified 
frequencies. 

3.1.4.1 Gym/Fitness 
Center 

The Contractor 
shall provide 
cleaning services 
in Gym/Fitness 
Center to ensure 
areas are clean and 
sanitary. 

All cleaning materials and 
equipment used in restrooms and 
shower/locker rooms shall not 
be used in any other areas 
outside the restrooms and 
shower/locker rooms. 
 
The Contractor shall collect all 
waste from Gym trash 
containers.  All waste shall be 
moved to designated refuse 
containers. 
 
All gym equipment shall be 
wiped down to eliminate odors, 
and germs using an antibacterial 
cleaner. 

GYM/fitness 
center are clean, 
sanitary, and free 
of offensive odors 
and harmful germs. 
 
Waste containers 
are empty, clean, 
and waterproof 
liners have been 
replaced. 
 
Cleaning is 
performed at the 
specified 
frequencies. 

3.1.5 Building 
Perimeter 
Services 

The Contractor 
shall provide 
building perimeter 
services to ensure 
that they are 
sightly. 

The building perimeter is 
defined as the area within five 
feet from the building outside 
wall and shall be extended to 
include associated porches, 
patios, gazebos, sidewalks, and 
designated smoking areas. 

Building 
perimeters are 
sightly consistent 
with the specified 
service class. 
 

3.1.5.1 Debris 
Removal 

The Contractor 
shall remove debris 
from the building 
perimeter to ensure 
a sightly 

The Contractor shall deposit all 
debris in the designated waste 
container. 

Building 
perimeters are 
clear of debris. 
 
Services are 

N69450-16-R-2111 
Regional Base Operation Support I (RBOSI) 

Naval Station Mayport, Florida

Page 148 of 330 
Amendment 0006



Section C – 1503010 
Custodial – MCSF-BI 

 

1503010 - Custodial – MCSF-BI 
Spec Item Title Performance 

Objective 
Related Information Performance 

Standard 
appearance. performed at the 

specified 
frequencies. 

3.1.5.2 Emptying 
Perimeter 
Waste 
Containers 

The Contractor 
shall empty 
perimeter waste 
containers and 
ensure they are 
clean and free of 
offensive odors. 

The Contractor shall empty 
waste containers, excluding 
dumpsters, located in the 
perimeter area. The Contactor 
shall pick up all waste around 
the containers. 
 
The Contractor shall collect and 
dispose of items placed adjacent 
to waste containers.  
 
The Contractor shall empty ash 
urns and refill or replace sand as 
necessary. 
 
All waste that is dropped during 
the waste removal process shall 
be picked up and properly 
disposed. 
 
Provide waterproof liners and 
replace when needed. 

Waste containers 
are empty, clean, 
and free of 
offensive odors.  
 
Waterproof liners 
are provided and 
replaced when 
soiled or 
unserviceable. 
 
Services are 
performed at the 
specified 
frequencies. 

3.2 Unscheduled 
Services  

The Contractor 
shall respond and 
complete requests 
for minor cleaning 
tasks between 
scheduled service 
intervals to ensure 
spaces and surfaces 
are clean. 

Typical unscheduled services 
include clean-up of overflowed 
restroom fixtures, spills, bodily 
fluids, muddy or wet entrances, 
broken glass, carpet spot 
cleaning and other similar items. 
 
The Contractor shall perform 
services at the same level 
required for similar types of 
services as set forth in item 3.1.   
 
An unscheduled service is 
limited to two direct labor hours 
or $50 of material cost per 
occurrence. 
 
The Contractor shall notify the 
KO upon identification that the 
unscheduled services will 
exceed the unscheduled service 
limit.  Non-recurring work may 
be issued for services exceeding 
the unscheduled service limit; 
the Government will only be 
liable for the amount of cost 
exceeding the unscheduled 

Unscheduled 
services are 
completed within 
two hours after 
notification. 
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Standard 
service limit. 
 
The Contractor shall submit an 
Unscheduled Services Report 
per Section F. 
  
The installation has experienced 
approximately 24 unscheduled 
services per year. 

 
  

N69450-16-R-2111 
Regional Base Operation Support I (RBOSI) 

Naval Station Mayport, Florida

Page 150 of 330 
Amendment 0006



Section C – 1503010 
Custodial – MCSF-BI 

 

1503010 - Custodial – MCSF-BI 
Spec Item Title Performance 

Objective 
Related Information Performance 
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4 Non-recurring 

Work 
Non-recurring work 
may be ordered 
utilizing DoD 
EMALL/FEDMALL 
in accordance with 
Section H or on a 
task order in 
accordance with the 
PROCEDURES 
FOR ISSUING 
ORDERS clause in 
Section G.  The 
order will specify 
the exact locations 
and types of work to 
be accomplished.  
The period of 
performance will be 
specified in each 
order.   

Refer to non-recurring work 
ELINs for task listings, 
descriptions, and related 
requirements.   All periods of 
performance are measured from 
issue date of order to acceptance 
of the work.   Performance 
standards for non-recurring work 
will be the same as those in Spec 
Item 3 where applicable. 
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1503020 – Pest Control – MCSF-BI                                                     
Spec Item Title 
1 General Information 
1.1 Concept of Operations 
2 Management and Administration 
2.1 Definitions and Acronyms 
2.2 Personnel 
2.2.1 Certification, Training and Licensing 
2.3 Special Requirements 
2.3.1 Business Licensing 
2.3.2 Permits 
2.3.3 Vehicles 
2.3.4 Equipment 
2.3.5 Pesticides 
2.3.6 Disposal 
2.3.7 Spills  
2.3.8 On-Site Mixing 
2.3.9 On-Site Materials Storage 
2.3.10 Occupied Spaces 
2.3.11 Personal Protective Equipment (PPE) 
2.4 References and Technical Documents 
3 Recurring Work 
3.1 Scheduled Pest Control 
3.1.1 Nuisance Pest Control 
3.1.2 Disease Vector or Health Pest Control 
3.1.3 Structure Damaging Pest Control 
3.1.4 Lawn, Turf and Ornamental Plant Pest Control 
3.1.5 Vegetation Management 
3.1.6 Vertebrate Pest Control 
3.2 Unscheduled Services 
3.3 Pest Management Reporting 
4 Non-recurring Work 
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1 General 

Information 
The Contractor shall provide all labor, management, supervision, tools, 
materials and equipment required to perform pest control services at Marine 
Corps Support Facility Blount Island Jacksonville, Florida and the outlying 
areas supported by these commands. 

1.1 Concept of 
Operations 

The Government’s integrated pest management (IPM) program is intended to 
emphasize surveys, establish control thresholds, and maintain documentation 
to track the effectiveness and safety of control efforts.  IPM may include 
techniques such as education, habitat modification, biological control, genetic 
control, cultural control, mechanical control, physical control, regulatory 
control, and where necessary, the judicious use of least-hazardous pesticides.  
Pesticides, when needed, shall be selected consistent with IPM principles in 
order to minimize negative impacts on human health and the environment. 
 
The Contractor shall perform pest control services in conformance with the 
Integrated Pest  Management Plan (IPMP) to prevent and control the 
following pests: 
 
--Unwanted vegetation and invasive plants 
--Nuisance, structure damaging, lawn, turf and ornamental, and disease vector 
and health arthropod and invertebrate pests 

 cockroaches 
 termites 
 bees 
 wasps 
 ants 
 fleas 
 silverfish 
 stored product pests 
 mosquitoes 
 bedbugs 

--Vertebrate pests 
 mice 
 rats 
 bats 
 feral dogs and cats  
 other nuisance mammals 
 pigeons and other nuisance birds 

 
The following services are not included in 1503020 Pest Control: 

• Non-chemical vegetation control, i.e. mowing or trimming.  
This is included in 1503050, Grounds Maintenance and 
Landscaping. 
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2 Management 

and 
Administration 

 

2.1 Definitions 
and Acronyms 

Definitions and Acronyms are listed in J-1503020-01 Definitions and 
Acronyms – MCSF-BI. 

2.2 Personnel The Contractor shall provide personnel with qualifications, technical 
knowledge, experience and skills required for efficient operations within the 
pest control function. 

2.2.1 Certification, 
Training and 
Licensing 

All Contractor personnel who apply pesticides shall be certified by the State 
of Florida in the categories required to perform the work specified in this 
contract.  All work performed shall be in accordance with Federal, state, and 
local laws, and installation regulations.  Proof of certification shall be 
provided per Section F.  

2.3 Special 
Requirements 

 

2.3.1 Business 
Licensing 

The Contractor shall possess a business license issued by the State of Florida 
to provide pest control services.  Proof of local/state licensing shall be 
provided per Section F.

2.3.2 Permits The Contractor shall obtain all necessary permits required to perform the 
work in this contract.  Permits include State of Florida Depredation or 
Nuisance Wildlife Control Permit; State of Florida Fish and Wildlife Bird 
Depredation Permit; permits to take fur bearing animals; National Pollutant 
Discharge Elimination System (NPDES) permits to apply pesticides into, 
above or near water; and other permits required by Federal, state, or local 
laws and regulations.  A copy of any applicable permit shall be provided per 
Section F. 

2.3.3 Vehicles Vehicles used to transport pesticides shall be equipped with a fire 
extinguisher, a spill containment kit capable of containing any potential 
pesticide spill, an emergency eye wash station, at least two gallons of 
emergency wash water for personal decontamination, and a first aid kit.  All 
pesticides carried on vehicles shall be stored in a locked compartment 
separate from the cab of the vehicle.  Vehicles shall not be left unattended at 
any time unless properly locked and secured. Pest control vehicles shall be 
marked in accordance with Section C Annex 2 Spec Item 2.8.2 and be clearly 
identified as a pest control vehicle per state regulations.  Each vehicle shall 
display applicable state or federal department of transportation or agency 
placard and other identification markings as required by Federal, state, or 
local regulations.  All vehicles shall be maintained with a clean and orderly 
appearance, free from pesticide residues or grime buildup.  Vehicles shall not 
be cleaned, washed, or rinsed on Government property. 

2.3.4 Equipment The Contractor shall provide repair and maintenance as necessary to keep all 
equipment in good operating condition, and take appropriate action regarding 
the following: 
 
All tanks, hoses, pumps, control valves, and gauges shall be free of visible 
deterioration, shall not leak, and shall operate at the manufacturer's 
recommended rates and pressures.  Equipment that has failed shall be 
replaced or repaired by the Contractor prior to resuming operations. 
 
Screens, strainers, and filters shall be used and maintained per the pump, 
sprayer, and nozzle manufacturer's instructions. 
 
Spray nozzles shall deliver spray patterns as specified by the nozzle 
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manufacturer.  Nozzles that become clogged or eroded shall be repaired or 
replaced by the Contractor prior to resuming operations. 
 
Ultra-Low Volume (ULV) equipment shall be calibrated to assure proper 
flow rate and droplet size of pesticide as required by the label.  ULV 
equipment shall be calibrated, including droplet size analysis, 15 days prior to 
start of work and thereafter every 50 hours of use (or per manufacturer's 
recommendations), or when the machine is repaired.  Calibration and droplet 
analysis reports, when required, shall be maintained on file and submitted per 
Section F. 
 
All pesticide dispersal equipment, including bait stations and trays, shall be 
clearly and plainly marked with "DANGER"..."PESTICIDES", or as required 
by applicable regulations. 
 
Specific equipment requirements relevant to individual Pest Groups are 
further delineated in the Pest Group Requirements in Section J. 

2.3.5 Pesticides All pesticides must be used in accordance with Federal, State of Florida, local 
laws, and installation regulations, and any requirements identified in Section J 
attachments.  All pesticides shall be procured, processed, handled, and 
applied in strict accordance with the manufacturer's label.  All pesticides shall 
be registered with the EPA and the State of Florida pesticide regulatory 
agency. 
 
The Contractor shall maintain a book of labels and Safety Data Sheets (SDSs) 
for pesticides they use or intend to use, and have it readily available for the 
KO's inspection at all times. 
 
All pesticides used by the Contractor in the US shall be registered with the 
EPA and applicable state lead agency for the use intended.  Planned Pesticide 
Use Sheets, provided in J-1503020-02 Planned Pesticide User Guide – 
MCSF-BI, including labels and SDS for each pesticide intended for use, shall 
be submitted per Section F with the Contractor’s Work Plan.  Approvals may 
be made for and limited to specific pests and sites.  Any proposed changes in 
pesticide usage shall be submitted per Section F to the KO for approval at 
least five business days in advance of the anticipated use. 

2.3.6 Disposal All pesticides, rinse water, and containers shall be disposed of per pesticide 
label directions.  The Contractor shall dispose of any pesticides, pesticide 
containers, pesticide residue, pesticide rinse water, or any pesticide 
contaminated articles at an authorized disposal area off-site from the 
installation. 

2.3.7 Spills  Pesticides spills shall be cleaned, decontaminated, and reported as specified 
in the Armed Forces Pest Management Board Pesticide Spill Prevention and 
Management Manual. Additionally, pesticide spills shall be reported to the 
Station Fire Department, Station Environmental, and the KO within thirty 
minutes of the occurrence. 

2.3.8 On-Site 
Mixing 

The Contractor shall not mix pesticides on Government property unless 
specifically authorized by the KO.  If mixing is authorized, it shall be done at 
an approved Government furnished facility or over an approved containment 
device.  All water sources shall be equipped with proper back-flow 
prevention devices.  An air gap shall be maintained between the water source 
and the pesticide tank. 

2.3.9 On-Site The Contractor shall not store pesticides on Government property unless 
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Materials 
Storage 

specifically authorized by the KO.  If storage is authorized, it shall be done at 
an approved Government furnished facility, if available.  If a Government 
furnished facility is not available, the contractor shall furnish an approved 
storage facility. 

2.3.10 Occupied 
Spaces 

Liquid or aerosol pesticides shall not be applied in occupied spaces when 
people are present.  Dust pesticide formulations shall not be applied in 
occupied spaces if the dust can be carried by air currents to people.  Gel baits, 
cockroach, rodent, and ant bait stations, or other pesticide formulations that 
do not volatize or drift in air currents may be applied in occupied spaces. 

2.3.11 Personal 
Protective 
Equipment 
(PPE) 

The Contractor shall provide PPE to each of their pest control applicators.  
This equipment shall include, at a minimum, the PPE required by the 
pesticide label and SDS. 

2.4 References 
and Technical 
Documents 

References and Technical Documents are listed in J-1503020-03 References 
and Technical Documents – MCSF-BI. 
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3 Recurring 

Work 
The Contractor 
shall provide pest 
control services to 
ensure pests are 
controlled in a 
proper and timely 
manner. 

The Contractor shall comply 
with the Integrated Pest 
Management Plan (IPMP), and 
applicable DoD and OPNAV 
Instructions, and Federal, state, 
and local regulations. 
The Contractor shall develop 
and execute a Contractor’s Work 
Plan (CWP) for pest control.  
The CWP shall adhere to 
applicable References and 
Technical Documents contained 
in J-1503020-03 References and 
Technical Documents – MCSF-
BI and the Guidance for 
Contractor Work Plan provided 
in J-1503020-04 Guidance for 
Contractor Work Plan – MCSF-
BI.  The CWP shall be submitted 
per Section F.  
 
The Contractor shall report 
conditions that promote or are 
conducive to pest infestations.  
These include sanitation 
problems, improper food storage 
practices, inadequate exclusion 
policies, or damaged or missing 
exclusion devices or the like.  
The Contractor shall report these 
conditions per Section F.  Report 
must be legible and can be 
submitted electronically or hand-
written. 

Pests are controlled 
to levels and within 
times specified in 
the Pest Group 
Requirements in 
Section J. 
 

3.1 Scheduled Pest 
Control 

The Contractor 
shall provide 
scheduled pest 
control services to 
ensure the 
appearance and 
infestation of pests 
are controlled in a 
proper and timely 
manner.  

Scheduled pest control services 
shall include both inspection and 
treatment of the following 
categories of pests:  nuisance 
pests, disease vector and health 
pests, structure damaging pests, 
lawn turf and ornamental plant 
pests, vegetation management, 
pests and vertebrate pests.  
 
The Contractor shall perform 
pest control for disease vectors 
and pests that may adversely 
affect the DoD mission and 
military operations; the health 
and well being of people; and 
structures, material, and 
property.  
 

Pests are controlled 
to levels and within 
times specified in 
the Pest Group 
Requirements in 
Section J. 
 
Pest surveys are 
conducted at the 
Frequencies for 
Scheduled Work 
specified in J-
1503020-05 
Frequencies for 
Scheduled Work – 
MCSF-BI.   
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1503020 - Pest Control – MCSF-BI 
Spec Item Title Performance 

Objective 
Related Information Performance 

Standard 
Preventive applications of 
pesticide in the absence of a pest 
or signs/symptoms of a pest are 
prohibited except in cases, such 
as termite pretreatment, pre-
emergence weed and mosquito 
larval control (in special 
circumstances, such as pre-
flood), where it is an effective 
means of Integrated Pest 
Management (IPM). 

3.1.1 Nuisance Pest 
Control 

The Contractor 
shall control 
nuisance pests to 
ensure facilities are 
free from nuisance 
pests. 

The Contractor shall perform 
scheduled pest control for 
Nuisance Pests at the facilities 
listed on the Frequencies for 
Scheduled Work table in J-
1503020-05 Frequencies for 
Scheduled Work – MCSF-BI.  
 
The following nuisance 
pests/pest areas shall be 
inspected and treated, as 
necessary, per the General 
Requirements and Performance 
Standards specified within 
Nuisance Pest Requirements in 
J-1503020-06 Nuisance Pest 
Requirements – MCSF-BI: 
 001 Ant Control 
 002 Arthropod Control in 

Food Handling 
Establishments003 Cockroach 
Control 

 004 Flea Control in and 
Around Buildings and 
Structures  

 005 Miscellaneous Arthropod 
Pest Control  

 006 Stored Product Pest 
Control (Arthropods) 

Pest surveys are 
conducted at the 
Frequencies for 
Scheduled Work 
specified in J-
1503020-05 
Frequencies for 
Scheduled Work – 
MCSF-BI.   
 
Pests are controlled 
to levels and within 
times specified for 
Nuisance Pest 
Requirements in J-
1503020-06 
Nuisance Pest 
Requirements – 
MCSF-BI. 
 
 
 

3.1.2 Disease Vector 
or Health Pest 
Control 

The Contractor 
shall control 
disease vector or 
health pests to 
ensure facilities 
and breeding areas 
are free of disease 
vector or health 
pests. 

The Contractor shall perform 
scheduled pest control for 
Disease Vector or Health Pests 
at the facilities listed on the 
Frequencies for Scheduled Work 
table in J-1503020-05 
Frequencies for Scheduled Work 
– MCSF-BI. 
 
The following disease vector or 
health  pests/pest areas shall be 
inspected and treated, as 

Pest surveys are 
conducted at the 
Frequencies for 
Scheduled Work 
specified in J-
1503020-05 
Frequencies for 
Scheduled Work – 
MCSF-BI.   
 
Pests are controlled 
to levels and within 
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Spec Item Title Performance 

Objective 
Related Information Performance 

Standard 
necessary, per the General 
Requirements and Performance 
Standards specified within 
Disease Vector or Health Pest 
Requirements in J-1503020-07 
Disease Vector or Health Pest 
Requirements – MCSF-BI: 
 008 Adult Mosquito Control 
 009 Adult Mosquito Control - 

Residual  
 010 Adult Mosquito 

Surveillance 
 011 Bed Bugs 
 012 Bee, Wasp, Hornet, and 

Stinging Arthropod Control 
 013 Childcare 

Facilities/Sensitive Areas Pest 
Control  

 014 Filth Fly Control  
 015 Larval and Pupal 

Mosquito Control  
 016 Larval Mosquito 

Surveillance  
 017 Tick Survey and Control 

Outdoors 
 018 Fire Ant Control 

times specified for 
Disease Vector or 
Health Pest 
Requirements in J-
1503020-07 
Disease Vector or 
Health Pest 
Requirements – 
MCSF-BI. 
 
 
 

3.1.3 Structure 
Damaging Pest 
Control 

The Contractor 
shall control 
structure damaging 
pests to ensure 
facilities are free of 
structure damaging 
pests. 

The Contractor shall perform 
scheduled pest control for 
Structure Damaging Pests at the 
facilities listed on the 
Frequencies for Scheduled Work 
table in J-1503020-05 
Frequencies for Scheduled Work 
– MCSF-BI. 
 
The following structure 
damaging pests/pest areas shall 
be inspected and treated, as 
necessary, per the General 
Requirements and Performance 
Standards specified within 
Structure Damaging Pest 
Requirements in J-1503020-08 
Structure Damaging Pest 
Requirements – MCSF-BI: 
 019 Other Wood Destroying 

Organisms (Non-Termite) 
Control  

 020 Survey for Termite and 
Wood Destroying Organisms 

Pest surveys are 
conducted at the 
Frequencies for 
Scheduled Work 
specified in J-
1503020-05 
Frequencies for 
Scheduled Work – 
MCSF-BI.   
 
Pests are controlled 
to levels and within 
times specified for 
Structure 
Damaging Pest 
Requirements in J-
1503020-08 
Structure 
Damaging Pest 
Requirements – 
MCSF-BI. 
 
  

3.1.4 Lawn, Turf 
and 

The Contractor 
shall control lawn, 

The Contractor shall perform 
scheduled pest control for Lawn, 

Pest surveys are 
conducted at the 
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1503020 - Pest Control – MCSF-BI 
Spec Item Title Performance 

Objective 
Related Information Performance 

Standard 
Ornamental 
Plant Pest 
Control 

turf and ornamental 
plant pests to 
ensure facilities are 
free of lawn, turf 
and ornamental 
plant pests. 

Turf and Ornamental Plant Pests 
at the facilities listed on the 
Frequencies for Scheduled Work 
table in J-1503020-05 
Frequencies for Scheduled Work 
– MCSF-BI. 
 
The following lawn, turf and 
ornamental plant pests /pest 
areas shall be inspected and 
treated, as necessary, per the 
General Requirements and 
Performance Standards specified 
within Lawn, Turf and 
Ornamental Plant Pest 
Requirements in J-1503020-09 
Lawn, Turf and Ornamental 
Plant Pest Requirements – 
MCSF-BI: 
 021 Mole Cricket Control  
 022 Turf and Ornamental Pest 

Control 

Frequencies for 
Scheduled Work 
specified in J-
1503020-05 
Frequencies for 
Scheduled Work – 
MCSF-BI.   
 
Pests are controlled 
to levels and within 
times specified for 
Lawn, Turf and 
Ornamental Plant 
Pest Requirements 
in J-1503020-09 
Lawn, Turf and 
Ornamental Plant 
Pest Requirements 
– MCSF-BI. 
 
 

3.1.5 Vegetation 
Management 

The Contractor 
shall manage 
vegetation to 
ensure facilities are 
free of vegetation 
pests. 

The Contractor shall perform 
vegetation management for 
aquatic and non-aquatic 
vegetation pests at the facilities 
listed on the Frequencies for 
Scheduled Work table in J-
1503020-05 Frequencies for 
Scheduled Work – MCSF-BI. 
 
The following vegetation pests 
/pest areas shall be inspected and 
treated, as necessary, per the 
General Requirements and 
Performance Standards specified 
within Vegetation Management 
Requirements in J-1503020-10 
Vegetation Management – 
MCSF-BI: 
 023 Aquatic Plant Control  
 024 Industrial Sidewalk, 

Substation, Vault and Right-
of-Way Weed Control 

 025 Turf and Ornamental Bed 
Weed Control 

Pest surveys are 
conducted at the 
Frequencies for 
Scheduled Work 
specified in J-
1503020-05 
Frequencies for 
Scheduled Work – 
MCSF-BI.   
 
Pests are controlled 
to levels and within 
times specified for 
Vegetation 
Management 
Requirements in J-
1503020-10 
Vegetation 
Management – 
MCSF-BI. 
 
 

3.1.6 Vertebrate 
Pest Control 

The Contractor 
shall control 
vertebrate pests to 
ensure facilities are 
free of vertebrate 
pests. 

The Contractor shall perform 
scheduled pest control for 
Vertebrate Pests at the facilities 
listed on the Frequencies for 
Scheduled Work table in J-
1503020-05 Frequencies for 

Pest surveys are 
conducted at the 
Frequencies for 
Scheduled Work 
specified in J-
1503020-05
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1503020 - Pest Control – MCSF-BI 
Spec Item Title Performance 

Objective 
Related Information Performance 

Standard 
 Scheduled Work – MCSF-BI. 

 
The following vertebrate 
pests/pest areas shall be 
inspected and treated, as 
necessary, per the General 
Requirements and Performance 
Standards specified within 
Vertebrate Pest Requirements in 
J-1503020-11 Vertebrate Pest 
Requirements – MCSF-BI: 
 026 Bat Control in Buildings  
 027 Commensal Rodents In 

and Around Buildings and 
Structures  

 028 Pest Bird Control 
 029 Pest Vertebrate Control 

Frequencies for 
Scheduled Work – 
MCSF-BI.   
 
Pests are controlled 
to levels and within 
times specified for 
Vertebrate Pest 
Requirements in J-
1503020-11 
Vertebrate Pest 
Requirements – 
MCSF-BI. 
 
 

3.2 Unscheduled 
Pest Control 
Services 

The Contractor 
shall provide 
unscheduled pest 
control services to 
ensure the 
appearance and 
infestation of pests 
are controlled in a 
proper and timely 
manner.  

The following pests are often 
included in unscheduled service: 
1. Fire ants 
2. Mole crickets 
3. Vegetation control 
4. Bed Bug Control 
 
The Contractor shall perform 
services at the same level 
required for similar types of 
services as set forth in item 3.1.   
 
An unscheduled service is 
limited to two direct labor hours 
or $50 of material cost per 
occurrence. 
 
The Contractor shall notify the 
KO upon identification that the 
unscheduled services will exceed 
the unscheduled service limit.  
Non-recurring work may be 
issued for services exceeding the 
unscheduled service limit; the 
Government will only be liable 
for the amount of cost exceeding 
the unscheduled service limit. 
 
The Contractor shall submit an 
Unscheduled Services Report 
per Section F. 
  
The installation has experienced 
approximately 24 unscheduled 
services per year. 

Pests are controlled 
to levels and within 
times specified in 
the corresponding 
pest group 
requirements in 
Section J. 
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1503020 - Pest Control – MCSF-BI 
Spec Item Title Performance 

Objective 
Related Information Performance 

Standard 
 
Structural pest control services 
for termites and other structure 
damaging pests will be ordered 
under the non-recurring work 
portion of the contract as 
described in Annex 2. Refer to 
Termite Control Specifications 
provided in J-1503020-12 
Termite Control Specifications – 
MCSF-BI for specific 
instructions that will be included 
with each termite control task 
order. 

3.3 Pest 
Management 
Reporting 

The Contractor 
shall report pest 
management 
operations to 
ensure the 
effectiveness and 
safety of control 
efforts can be 
monitored in a 
proper and timely 
manner. 

The Contractor shall create and 
submit a completed electronic 
Pest Management Record for 
each pest management 
operation, both chemical and 
non-chemical, e.g., pest survey, 
pesticide application, per section 
F.   
 
Refer to the Pest Management 
Operations Report provided in J-
1503020-13 Sample Pest 
Management Operations Report 
– MCSF-BI for a sample of an 
online Pest Management Record. 
 
The Contractor shall submit the 
Pest Management Operations 
Report per Section F using the 
NAVFAC PPMC approved 
NAVFAC Online Pesticide 
Reporting System (NOPRS) 
located at 
https://clients.emainc.com/Pest
ManagementNET/PesticideLogo
n.aspx.  Contact the regional 
NAVFAC PPMC to obtain a 
password and tutorial 
instructions on how to use the 
system.   

Reports are 
accurate, complete 
and submitted 
within the time 
specified in each of 
the pest group 
requirements in 
Section J. 
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1503020 - Pest Control – MCSF-BI 
Spec Item Title Performance 

Objective 
Related Information Performance 

Standard 
4 Non-recurring 

Work 
Non-recurring 
work may be 
ordered utilizing 
DoD 
EMALL/FEDMAL
L in accordance 
with Section H or 
on a task order in 
accordance with 
the 
PROCEDURES 
FOR ISSUING 
ORDERS clause in 
Section G.  The 
order will specify 
the exact locations 
and types of work 
to be 
accomplished.  The 
period of 
performance will 
be specified in each 
order.   

Refer to non-recurring work 
ELINs for task listings, 
descriptions, and related 
requirements.   All periods of 
performance are measured from 
issue date of order to acceptance 
of the work.   Performance 
standards for non-recurring work 
will be the same as those in Spec 
Item 3 where applicable. 
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1503030 – Integrated Solid Waste Management – MCSF-BI 
Spec Item Title 
1 General Information 
1.1 Concept of Operations 
2 Management and Administration 
2.1 Definitions and Acronyms 
2.2 Personnel 
2.2.1 Certification, Training, and Licensing 
2.3 Special Requirements 
2.3.1 Weight Tickets (Non-Recyclable and Recyclable) 
2.3.2 Permits and Licenses 
2.4 References and Technical Documents 
3 Recurring Work  
3.1 Solid Waste Collection 
3.1.1 Non-Residential 
3.1.1.1 General Waste 
3.1.1.2 Recyclable Waste 
3.1.1.3 Bulky Waste 
3.2 Solid Waste Disposal 
3.2.1 Non-Recyclable 
3.2.2 Recyclable 
3.3 Vehicles and Equipment 
3.4 Solid Waste Containers  
3.4.1 Refuse 
3.4.2 Recyclables 
3.5 Compactors and Containers 
4 Non-recurring Work 
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1503030 - Integrated Solid Waste Management – MCSF-BI 
Spec 
Item 

Title Description 

1 General 
Information 

The Contractor shall provide all labor, management, supervision, tools, 
material, and equipment required to perform refuse collection, disposal and 
recycling at Marine Corps Support Facility Blount Island Jacksonville, 
Florida; and the outlying areas supported by these commands. 

1.1 Concept of 
Operations 

The intent of 1503030 Integrated Solid Waste Management is to specify the 
requirements related to the collection and disposal of solid waste and 
recyclable materials.   
 
The following services are not included in 1503030 Integrated Solid Waste 
Management: 

 Waste removal from inside buildings and service locations to waste 
collection points.  This is included in 1503010, Custodial. 
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1503030 - Integrated Solid Waste Management – MCSF-BI 
Spec 
Item 

Title Description 

2 Management and 
Administration 

 

2.1 Definitions and 
Acronyms 

Definitions and Acronyms are listed in J-1503030-01. 

2.2 Personnel The Contractor shall provide personnel with the qualifications, technical 
knowledge, experience and skills required for efficient operations within the 
Integrated Solid Waste Management function. 

2.2.1 Certification, Training, 
and Licensing 

Equipment operators shall comply with all Federal, state, and local laws and 
regulations. 
 
All personnel performing Foreign Source Garbage requirements shall 
complete USDA Regulations for Management of Foreign Source Garbage 
and the installation's Compliance Agreement Training.  The Contractor shall 
provide the training roster to the KO before work commences and within four 
hours of request by the KO or COR.      

2.3 Special Requirements  
2.3.1 Weight Tickets (Non-

Recyclable and 
Recyclable) 

The Contractor shall submit individual weight tickets denoting the date, type 
of truck, or container, and tonnage disposed and/or recycled per Section F.  
The Contractor shall provide the total tabulated tonnage disposed of and/or 
recycled each month, per Section F. 
 
The Contractor shall submit an annual report to include tabulated tonnage of 
tires, solid waste, and landscape debris disposed of/recycled to the KO by 
October 15th for the previous fiscal year and within four hours of request by 
the KO or COR. 

2.3.2 Permits and Licenses The Contractor shall submit copies of disposal permits or other written 
documentation of approval and suitability of landfill or other final disposal 
methods per Section F. 

2.4 References and Technical 
Documents 

References and Technical Documents are listed in J-1503030-02. 
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1503030 - Integrated Solid Waste Management – MCSF-BI 
Spec Item Title Performance 

Objective 
Related Information Performance 

Standard 
3 Recurring 

Work  
The Contractor 
shall provide 
refuse collection, 
disposal and 
recycling services 
to ensure refuse 
and recyclables are 
properly collected 
and disposed.  

The requirements for integrated 
solid waste management along 
with the constituent work items 
to be performed are included in 
J-1503030-03 Descriptions and 
Locations of Compactors, 
Waste, and Recycle Containers. 

Refuse and 
recyclables are 
properly collected 
and disposed in 
accordance with J-
1503030-03. 
 
Pickups are 
scheduled at the 
minimum number 
that will prevent 
waste container 
overflow.  
 
Recycling is 
performed to 
reduce solid waste 
volume. 

3.1 Solid Waste 
Collection 

The Contractor 
shall provide 
collection of 
residential, 
commercial, and 
industrial solid 
wastes to ensure 
refuse and 
recyclables are 
properly collected.  

The Contractor shall develop 
and submit a schedule that has 
been optimized for solid waste 
collection per Section F.   
 
The Contractor shall submit 
changes to the solid waste 
collection schedule in writing to 
the KO for approval. 
 
If the scheduled collection day 
falls on an observed holiday, 
pickup shall be on the following 
work day. 
 
The Contractor shall collect and 
dispose of any spillage.   
Descriptions and locations of 
waste containers are shown 
provided in J-1503030-03. 
 
Informational Note:  The 
Government has found on 
previous contracts that solid 
waste collection at the 
frequencies listed in the 
Location and Frequency 
Historical Data as provided in J-
1503030-04 has maintained 
services at an acceptable level. 

Residential, 
commercial, and 
industrial solid 
wastes are 
collected per the 
Contractor’s 
schedule. 
 
Waste collection 
areas are free of 
waste following 
collection 
operations. 
 
Solid waste 
collection complies 
with all applicable 
local, state, and 
federal laws and 
regulations and 
installation permits 
as applicable. 

3.1.1 Non-
Residential 

The Contractor 
shall remove non-
residential waste 
from containers to 

The Contractor shall return each 
waste container to its original 
location. 
 

Non-residential 
waste is removed 
from waste 
collection areas per 
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1503030 - Integrated Solid Waste Management – MCSF-BI 
Spec Item Title Performance 

Objective 
Related Information Performance 

Standard 
ensure refuse and 
recyclables are 
properly collected.  

the Contractor’s 
schedule.  
 

3.1.1.1 General Waste The Contractor 
shall remove 
general waste from 
containers to 
ensure refuse is 
properly collected. 

 General waste is 
removed from 
waste collection 
areas per the 
Contractor’s 
schedule.   
 
Containers are 
returned to an 
upright position 
and lids are 
secured.    

3.1.1.2 Recyclable 
Waste 

The Contractor 
shall remove 
recyclable waste 
from containers to 
ensure it is 
properly collected.  

All recyclable waste will be 
placed in designated containers 
that are segregated by the type 
of recyclable waste, including 
paper, metals, and cardboard. 
 
Recyclable Waste Collection 
Points are designated in J-
1503030-03. 

Recyclable waste 
is removed from 
waste collection 
areas per the 
Contractor’s 
schedule.   
 
Containers are 
returned to an 
upright position 
and lids are 
secured.   
  

3.1.1.3 Bulky Waste The Contractor 
shall remove bulky 
waste to ensure it 
is properly 
collected.   

Bulky waste includes all refuse 
too large or heavy to be placed 
in designated containers but is 
within a waste deposit area. 

Bulky waste is 
removed from 
waste collection 
areas per the 
Contractor’s 
schedule.   
  

3.2 Solid Waste 
Disposal 

The Contractor 
shall dispose of 
residential, 
commercial, and 
industrial solid 
waste to ensure 
compliance with 
installation 
compliance 
agreements, 
permits, and all 
applicable local, 
state, and federal 
laws and 
regulations.  

All fees associated with disposal 
shall be paid by the Contractor. 
 
Open burning is prohibited and 
is not an authorized means of 
solid waste disposal.   
 
The Contractor shall collect and 
dispose of any spillage. 
 
Historically, approximately 
4,247 tons of solid waste has 
been disposed of annually. 

Solid waste 
disposal complies 
with installation 
compliance 
agreements, 
permits, and all 
applicable local, 
state, and federal 
laws and 
regulations.  
 

3.2.1 Non- The Contractor Prior to disposal, all solid wastes Solid waste 
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1503030 - Integrated Solid Waste Management – MCSF-BI 
Spec Item Title Performance 

Objective 
Related Information Performance 

Standard 
Recyclable shall dispose of 

non-recyclable 
solid waste to 
ensure compliance 
with all applicable 
local, state, and 
federal laws and 
regulations.  

shall be sorted to remove 
recyclable materials. 
 
The Contractor shall comply 
with treatment procedures for all 
foreign port origin waste prior to 
disposal in accordance with 
installation compliance 
agreements, permits, local 
policy, USDA regulations and 
procedures. 

disposal complies 
with all applicable 
local, state, and 
federal laws and 
regulations. 

3.2.2 Recyclable The Contractor 
shall recycle solid 
waste to ensure 
compliance with 
the installation’s 
waste reduction 
policy.  

Income generated from the sale 
of recyclable material shall be 
returned to the Government. 
 
The Contractor shall deliver 
industrial and commercial 
recyclable solid waste to the 
Defense Reutilization and 
Marketing Office.    

Solid waste is 
recycled in 
accordance with 
installation policy. 

3.3 Vehicles and 
Equipment 

The Contractor 
shall maintain 
vehicles and 
equipment in a 
manner to ensure a 
clean appearance, 
minimal foul 
odors, and normal 
working condition. 

The Contractor shall not clean 
vehicles and equipment on 
Government property. 

Vehicles and 
equipment are 
clean, have 
minimal foul 
odors, and are 
maintained in 
normal working 
condition. 

3.4 Solid Waste 
Containers  

The Contractor 
shall provide 
containers suitable 
for the collection 
and disposal of 
solid waste.  

The Contractor shall submit 
recommended changes to the 
size and location of solid waste 
containers in writing to the KO 
for approval. 
 
The Contractor's name and 
phone number shall be 
prominently displayed on each 
container.   
 
All doors, lids, hinges, rollers, 
breaking devices, and other 
moving parts shall be 
maintained to keep containers in 
normal working condition.  
Bent, damaged, leaking, rusting, 
and unsightly containers shall be 
repaired or replaced in a timely 
manner.  Drain holes on 
containers shall be kept plugged.  
 
The Contractor shall not clean 

All containers are 
of standard 
commercial-
industrial grade 
and are clean, have 
minimal foul 
odors, and 
maintained in 
normal working 
condition. 
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Spec Item Title Performance 

Objective 
Related Information Performance 

Standard 
containers on Government 
property. 
 
Containers shall be painted, 
marked and labeled as specified 
in J-1503030-05 Container and 
Compactor Painting, Marking 
and Labeling. 

3.4.1 Refuse The Contractor 
shall provide 
containers suitable 
for the collection 
and disposal of 
refuse. 

Containers shall be specifically 
designed for food waste and 
shall be leak-proof and rust-
proof. 

All containers are 
suitable for the 
collection and 
disposal of refuse.  
Containers do not 
leak.  

3.4.2 Recyclables The Contractor 
shall provide 
containers suitable 
for the collection 
and recycling of 
materials. 

The Contractor shall label 
containers with the type of 
recyclable material to be 
collected.  

All containers are 
suitable for the 
collection and 
recycling of 
materials and 
correctly labeled. 

3.5 Compactors 
and Containers 

The Contractor 
shall provide 
compactors and 
containers suitable 
for the collection 
and disposal of 
solid waste.  

The Contractor shall make 
electrical connections to 
compactors in accordance with 
local policy. 
 
The Contractor shall maintain 
compactors and containers in 
accordance with the 
manufacturer’s instructions. 
Compactors and containers 
provided by the Contractor shall 
be of the capacities specified in 
J-1503030-03, and specifically 
designed to handle commercial 
and industrial solid waste. 

Compactors and 
containers are 
suitable for the 
collection and 
disposal of solid 
waste. 
 
Compactors and 
containers are of 
standard 
commercial-
industrial grade 
and in normal 
working condition. 
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1503030 - Integrated Solid Waste Management – MCSF-BI 
Spec Item Title Performance 

Objective 
Related Information Performance 

Standard 
4 Non-recurring 

Work 
Non-recurring Work 
may be ordered 
utilizing DoD 
EMALL/FEDMALL 
in accordance with 
Section H or on a 
task order in 
accordance with the 
PROCEDURES 
FOR ISSUING 
ORDERS clause in 
Section G.  The 
order will specify 
the exact locations 
and types of work to 
be accomplished.  
The period of 
performance will be 
specified in each 
order.   

Refer to Non-recurring Work 
ELINs for task listings, 
descriptions, and related 
requirements.   All periods of 
performance are measured from 
issue date of order to acceptance 
of the work.   Performance 
standards for Non-recurring 
Work will be the same as those 
in Spec Item 3 where applicable. 
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1503040 – Other (Swimming Pools) 
Spec Item Title  
1 General Information 
1.1 Concept of Operations 
2 Management and Administration 
2.1 Definitions and Acronyms 
2.1.1 Aquatic Programs 
2.2 Personnel 
2.2.1 Certifications and Training 
2.2 Records and Reports 
3 Recurring Work 
3.1 Pool Operator Maintenance 
3.1.1 Water Treatment 
3.1.2 Seasonal Start-up 
3.1.3 Seasonal Shutdown 
3.1.4 Off-Season Maintenance 
3.1.5 Clean Pool Area 
3.1.6 Vacuuming 
3.1.7 Super Chlorination  
3.1.8 Operating Records, Logs, Reports and Procedures 
3.2 Integrated Maintenance Program (IMP) 
3.2.1 Pool Heaters 
3.2.2 Pool Lighting 
4 Non-recurring Work 
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1503040 – Other (Swimming Pools) 
Spec Item Title Description 
1 General 

Information 
The Contractor shall manage, operate, and maintain swimming pools located 
at Mayport Naval Station Jacksonville, Florida. 

1.1 Concept of 
Operations 

The “Other” sub-function consists of activities that provide other Facility 
Support-related services not otherwise defined under the Facility Services 
function.  This sub-annex includes the requirements for pool operator 
maintenance and operations of pools.   
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1503040 – Other (Swimming Pools) 
Spec Item Title Description 
2 Management 

and 
Administratio
n 

 

2.1 Definitions 
and Acronyms 

Definitions and Acronyms are listed in J-1503040-01. 

2.1.1 Aquatic 
Programs 

Open swimming periods, physical conditioning, instructional swimming 
lessons, and sponsored aquatic events.  Outdoor Pool Historical Aquatic 
Program Schedules are provided in J-1503040-05.  

2.2 Personnel The Contractor shall provide personnel with the qualifications, technical 
knowledge, experience and skills required to efficiently provide training pool 
maintenance and operations services. 

2.2.1 Certifications 
and Training 

Personnel shall receive blood borne pathogen training and be enrolled in the 
local blood borne pathogen program as appropriate. 
 
Hazard communication training and appropriate storage practices for pool 
chemical shall be provided in accordance with 29 CFR part 1910.1200 and 
OPNAVINST 5100.23, Navy Occupational Safety and Health Manual. 
 
The Contractor shall submit proof of all certification and training 
requirements per Section F. 

2.2 Records and 
Reports 

Records and reports are listed in Section F of the solicitation.  The Contractor 
shall submit accurate and complete documents within the required 
timeframes. 

  

N69450-16-R-2111 
Regional Base Operation Support I (RBOSI) 

Naval Station Mayport, Florida

Page 174 of 330 
Amendment 0006



Section C – 1503040 
Other (Swimming Pools) 

 

1503040 – Other (Swimming Pools) 

Spec Item Title 
Performance 
Objective Related Information 

Performance 
Standard 

3 Recurring 
Work 

The Contractor 
shall perform pool 
maintenance and 
operations to 
ensure proper 
swimming pool 
operation during 
the year  

Swimming Pool Systems and 
Equipment are provided in J-
1503040-02. 
 
The Contractor shall perform 
work per applicable regulations 
including NAVMED P-5010-4, 
local and state environmental 
requirements, Navy safety 
requirements, NAVFAC MO-
210, MIL-HDBK 1167, and 
FDEP Storm water Best 
Management Practices.  Monitor 
entire system to ensure proper 
operation at all times.  Make 
adjustments, repairs, and 
replacements as necessary.  
Provide water sampling, analysis 
and chemical treatment in 
accordance with NAVFAC MO 
210. 

Condition of pools 
and operations 
meet requirements 
for both 
operational and 
non-operational 
periods to ensure 
proper swimming 
pool operation 
during the year. 

3.1 Pool Operator 
Maintenance 

The Contractor 
shall maintain and 
operate assigned 
facilities and 
equipment to 
ensure proper 
condition and 
operation. 

Pool maintenance services shall 
be performed so as not to 
interfere with scheduled aquatic 
programs or use of the facilities. 
 
The Contractor shall develop, 
maintain current, and post in 
clear view standard operating 
procedures (SOPs) to ensure 
operating processes and 
configuration are current.   
 
The Contractor shall maintain 
water level and pool integrity to 
ensure pool does not lose water 
through piping systems or pool 
surfaces.  . 

Pool facilities and 
equipment are in 
proper condition 
and operation. 
 
All repair work is 
accurately 
identified and 
reported for timely 
accomplishment. 

3.1.1 Water 
Treatment 

The Contractor 
shall maintain and 
treat pool water 
and accomplish 
bacteriological and 
chemical analyses 
to ensure a 
healthful safe water 
supply 

The Contractor shall comply 
with NAVMED P-5010-4. 
Establish a log, test and record 
chlorine and pH levels every two 
hours of operation and adjust as 
needed.  
 
The Contractor shall back flush 
filters two hours twice a week 
when pool is in operation. 
 
The Contractor shall record daily 
water consumption and report 
abnormal water consumption to 
KO and COR. 

Water quality is 
continuously 
maintained during 
periods of pool 
operation. 
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1503040 – Other (Swimming Pools) 

Spec Item Title 
Performance 
Objective Related Information 

Performance 
Standard 

3.1.2 Seasonal Start-
up 

The Contractor 
shall prepare pool 
and facilities for 
operation at the 
start of the pool 
season to ensure 
systems are 
prepared at the start 
of each season. 

Minimum start-up requirements 
are identified in J-1503040-04. 
 
The COR will provide the 
scheduled opening date. 

Pool and facilities 
are properly 
prepared and pools 
opened on 
schedule. 

3.1.3 Seasonal 
Shutdown 

The Contractor 
shall prepare pool 
and facilities for 
closure at the end 
of the season to 
ensure systems are 
deactivated and 
preserved at the 
end of each season. 

The Contractor shall comply 
with the maintenance 
requirements identified in J-
1503040-04. 
 
The COR will provide the 
scheduled closing date. 

Pool and facilities 
are properly 
prepared and pools 
closed on schedule. 

3.1.4 Off-Season 
Maintenance 

The Contractor 
shall maintain pool 
and facilities 
during off-season 
to ensure the 
preservation of the 
pool and facilities. 

Minimum off-season 
maintenance requirements are 
identified in J-1503040-04. 
 
The COR will provide the 
scheduled off-season dates. 

Pool and facilities 
are properly 
secured and 
maintained to 
withstand off-
season weather 
conditions without 
deterioration. 

3.1.5 Clean Pool 
Area 

The Contractor 
shall clean pool 
and pool area to 
ensure the pool is 
safe and ready for 
use. 

 Pool and pool area, 
such as: pool 
surfaces, SARS 
platform, stainless 
steel gutters, hand 
rails, etc. are clean, 
debris free and 
ready for use. 

3.1.6 Vacuuming The Contractor 
shall vacuum pool 
daily to ensure the 
pool is debris free 
and ready for use. 

The Contractor shall vacuum 
pool daily during non-operating 
hours prior to pool opening.   

Pool is vacuumed 
prior to daily 
opening. Pool is 
debris free 

3.1.7 Super 
Chlorination  

The Contractor 
shall perform super 
chlorination as 
needed not to 
exceed twice per 
year. 

The Contractor shall coordinate 
super chlorination with the 
customer and shall not disrupt 
pool operations.   
 
Pool shall be closed during super 
chlorination. 

Pool is super 
chlorinated as 
necessary. 
 
Super chlorination 
does not disrupt 
pool operations.   

3.1.8 Operating 
Records, Logs, 
Reports and 
Procedures 

The Contractor 
shall prepare, 
submit and 
maintain operating 
records, logs and 
reports for 

The Contractor shall prepare, 
submit and maintain operating 
records and reports for in-
process tracking of pool 
operations, such as: operating 
logs, chemical and gas 

All required 
operating records, 
logs, reports and 
procedures are 
maintained current 
and complete and 
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1503040 – Other (Swimming Pools) 

Spec Item Title 
Performance 
Objective Related Information 

Performance 
Standard 

swimming pool 
operation, 
maintenance and 
repairs of the 
system. 
 
 

consumption, pressure readings, 
chemical dosages, filter 
backwash frequencies, flow 
rates, and other laboratory 
records, maintenance records, 
periodicity of pool, stainless 
gutters, hand rails and wall 
brushing, corrosion tests, 
personnel records, emergency 
condition records, and operating 
costs. 

applicable copies 
provided to the KO 
and COR monthly. 
 
   

3.2 Integrated 
Maintenance 
Program 
(IMP) 

The Contractor 
shall develop and 
implement an IMP 
for Swimming Pool 
Systems to ensure 
all equipment and 
components are in 
a safe, fully 
functional and 
operational 
condition and to 
sustain maximum 
life. 

The Contractor shall develop 
and submit an IMP per Section 
F. 
 
The IMP shall include the 
Contractor’s approach for 
integrated maintenance, 
including maintenance and 
inspection tasks, schedules for 
planned work accomplishment, 
job plans, plan for minimizing 
occurrence of repair and 
downtime, process for the 
identification of the need for 
repairs, and the process for 
scheduling and completing 
repair work.  
 
As part of the IMP, the 
Contractor is fully responsible 
for any individual occurrence of 
repair, including replacement up 
to the IMP limit of liability of 
$5,000 in direct labor and direct 
material cost for each piece of 
equipment per incident.  The 
Government will only pay for 
the portion of direct labor and/or 
direct material cost that exceeds 
the IMP limits of liability.  
 
The Contractor shall, per Annex 
2, notify the KO upon 
identification that the repair will 
exceed the liability limit listed 
above.  If the estimated cost of 
the repair exceeds the IMP 
liability limit, the Government 
may order the work under the 
non-recurring work section of 
this contract; however, the 
Government will only be liable 

IMP is 
accomplished per 
Contractor's 
incorporated 
Program and 
schedule. 
 
When a problem or 
a need for repair is 
identified, the 
Contractor shall 
respond within 15 
minutes during 
normal working 
hours or within one 
hour after normal 
working hours 
following 
Contractor 
discovery or 
Government 
notification and 
works continuously 
to completion.   
 
Systems and 
equipment are 
maintained and 
repaired to sustain 
a fully functional 
and operable 
condition in 
accordance with 
OEM 
specifications. 
 
When repair is 
complete the 
facility, system, or 
equipment does not 
present any hazard 
or danger to 
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1503040 – Other (Swimming Pools) 

Spec Item Title 
Performance 
Objective Related Information 

Performance 
Standard 

for the amount of cost exceeding 
the IMP liability limit. 
 
Example: If an individual 
occurrence of repair requires 
$5,100 in direct labor and/or 
direct material cost, the 
Government may issue a task 
order in accordance with the 
non-recurring work portion of 
the contract for the $100 in 
direct labor and/or direct 
material cost that exceeds the 
IMP limit of liability. 
 
The Contractor shall perform all 
repairs, whether identified as 
part of their routine IMP 
accomplishment, QC 
inspections, or notification from 
the Government that a 
breakdown or malfunction has 
occurred.  
  
If the Government identifies a 
problem or a need for repair, the 
Government will contact the 
work reception desk.  Service 
orders will not be issued for 
accomplishment of repairs on 
systems and equipment 
maintained under IMP.   
 
IMP shall include all equipment 
and components of the 
swimming pool systems (e.g., 
tanks, pumps, back flow 
prevention devices, filters, 
chemical treatment systems, 
valves automatic controls, 
systems piping, pool lighting 
systems, water slide systems, 
etc.). In addition, IMP shall 
include corrosion control 
performance on all equipment 
and finished appearance shall 
match existing coating as near as 
possible. 
 
IMP, inclusive of Preventive 
Maintenance (PM) repair and 
replacement, shall be performed 
per AWWA and ANSI 

personnel. 
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1503040 – Other (Swimming Pools) 

Spec Item Title 
Performance 
Objective Related Information 

Performance 
Standard 

Standards, OMSI, equipment 
O&M manuals, UFC 3-440-02N 
NAVMED P-5010-4, UFC 3-
230-02, NAVFAC MO-210, 
ANSI/APSP, local and state 
environmental requirements, 
Navy safety requirements, 
original equipment 
manufacturer’s 
recommendations and 
commercially accepted practices.   
 
All System malfunctions and 
breakdowns requiring repair or 
replacement shall be responded 
to within 15 minutes during 
normal working hours and 
within one hour after normal 
working hours following 
Contractor discovery or 
Government notification and 
worked continuously to 
completion.   
 
The Contractor shall submit a 
monthly IMP schedule, 
unaccomplished maintenance 
report, repair status report, and 
summary of maintenance and 
repair accomplished under the 
various maintenance programs 
report.  

3.2.1 Pool Heaters The Contractor 
shall maintain the 
pool water heater 
system to ensure all 
equipment and 
components are in 
a safe, fully 
functional and 
operational 
condition and to 
sustain maximum 
life. 

The Contractor shall perform 
maintenance and repair on hot 
water system from meter to and 
including burners.  The  
 
The Contractor shall prepare and 
certify Hot Water Heaters 
annually and operate heaters 
October 1st through April 30th.   
 
The Contractor shall maintain 
water temperature between 78 
and 80 degrees. At end of 
heating season, flush, drain and 
preserve heaters for summer 
season. 

Heaters maintain 
water temperature. 
Heaters properly 
certified. 

3.2.2 Pool Lighting The Contractor 
shall maintain and 
repair lighting 
systems and 
lighting to ensure 

Re-lamping accomplished on a 
monthly basis.  Re-lamping in 
pool lighting requires entry into 
pool water. Includes repair or 
replacement of inoperable lamps 

Lamps are re-
lamped monthly as 
scheduled. 
 
Inoperable lamps 
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1503040 – Other (Swimming Pools) 

Spec Item Title 
Performance 
Objective Related Information 

Performance 
Standard 

all equipment and 
components are in 
a safe, fully 
functional and 
operational 
condition and to 
sustain maximum 
life. 

Submit monthly schedule to KO 
for approval. 

are repaired 
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1503040 – Other (Swimming Pools) 

Spec Item Title 
Performance 
Objective Related Information 

Performance 
Standard 

4 Non-recurring 
Work 

Non-recurring 
work may be 
ordered utilizing 
DoD 
EMALL/FEDMAL
L in accordance 
with Section H or 
on a task order in 
accordance with 
the 
PROCEDURES 
FOR ISSUING 
ORDERS clause in 
Section G.  The 
order will specify 
the exact locations 
and types of work 
to be 
accomplished.  The 
period of 
performance will 
be specified in 
each order. 

Refer to Non-recurring work 
ELINs for task listings, 
descriptions, and related 
requirements.  All periods of 
performance are measured from 
issue date of order to acceptance 
of the work.  Performance 
standards for Non-recurring 
work will be the same as those 
in Spec Item 3 where applicable. 
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 1503050 – Grounds Maintenance and Landscaping – MCSF-BI                                
Spec Item Title 
1 General Information 
1.1 Concept of Operations 
2 Management and Administration 
2.1 Definitions and Acronyms 
2.2 Personnel 
2.2.1 Certification, Training, and Licensing 
2.3 Special Requirements 
2.3.1 Vehicles on Sidewalks or Lawns 
2.3.2 Equipment Restrictions 
2.3.3 Safety 
2.3.4 Work Identification 
2.3.5 Working Adjacent to Parking Areas 
2.3.6 Access Coordination 
2.3.7 Water Management 
2.3.7.1 Water Conservation Plan 
2.4 References and Technical Documents 
3 Recurring Work 
3.1  Improved Grounds 
3.1.1 Lawn Care 
3.1.1.1 Mowing and Trimming 
3.1.1.2 Edging 
3.1.1.3 Lawn Maintenance 
3.1.2 Vegetation Control 
3.1.3 Irrigation Systems Operation 
3.1.4 Debris Removal 
3.1.5 Shrub and Hedge Maintenance 
3.1.6 Plant Maintenance 
3.1.7 Plant Bed Maintenance 
3.1.8 Tree Maintenance 
3.1.9 Maintenance of Artificial Turf 
3.1.10 Maintenance of Xeriscape Area 
3.2 Semi-improved Grounds 
3.2.1 Grounds Care 
3.2.2 Tree Control 
3.2.3 Vegetation Control 
3.3 Unimproved Grounds 
3.3.1 Grounds Care 
3.3.2 Tree Control 
3.4 Preventive Maintenance (PM) - Irrigation Equipment and Systems 
3.5 Storm Drainage Systems  
4 Non-recurring Work 
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1503050 - Grounds Maintenance and Landscaping – MCSF-BI 
Spec Item Title Description 
1 General 

Information 
The Contractor shall provide all labor, management, supervision, tools, 
materials, and equipment necessary to provide grounds maintenance and 
landscaping services located at Marine Corps Support Facility Blount Island 
Jacksonville, Florida and the outlying areas supported by these commands. 

1.1 Concept of 
Operations 

The intent of 1503050 Grounds Maintenance and Landscaping is to specify 
the requirements related to lawn maintenance, vegetation removal, and debris 
removal within installation grounds parcels designated as improved, semi-
improved and unimproved areas.  Services include mowing and trimming, 
edging, irrigation systems maintenance.  
 
The following services are not included in this Template: 

 Exterior trash cans and debris removal within 5 feet of designated 
buildings are excluded from this specification.  This is included in 
1503010, Custodial. 

 As required for weed control contiguous to buildings, streets, roads 
and railroad tracks included within this specification, 1503020, Pest 
Control, is used for the application of herbicides and control of pests 
in grassed areas, on plants, trees, and shrubs. 
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1503050 - Grounds Maintenance and Landscaping – MCSF-BI 
Spec Item Title Description 
2 Management 

and 
Administration 

 

2.1 Definitions 
and Acronyms 

Definitions and Acronyms are listed in J-1503050-01 Definitions and 
Acronyms – MCSF-BI. 

2.2 Personnel The Contractor shall provide personnel with the qualifications, technical 
knowledge, experience and skills required to efficiently provide grounds 
maintenance and landscaping services. 

2.2.1 Certification, 
Training, and 
Licensing 

Certified arborist shall be used for all tree pruning. 

2.3 Special 
Requirements 

 

2.3.1 Vehicles on 
Sidewalks or 
Lawns 

Vehicles shall not be permitted on sidewalks or lawns without prior approval 
from the KO.  The Contractor's request shall include the methods on how he 
intends to protect the lawns and sidewalks from damage.  Replace or restore 
all lawns, plants, and property damaged by the Contractor to their original 
condition or better at no additional cost to the Government. 

2.3.2 Equipment 
Restrictions 

Fueling of gasoline-powered utility equipment shall be accomplished at least 
100 feet from explosives areas and at least 20 feet from warehouses and other 
inert storage buildings. 

2.3.3 Safety Grounds maintenance and landscaping equipment shall be approved for use 
around ammunition bunkers and other restricted areas. 

2.3.4 Work 
Identification 

The Contractor shall identify and recommend non-recurring work as 
appropriate to the KO. 

2.3.5 Working 
Adjacent to 
Parking Areas 

Work shall be performed with care on grounds adjacent to parking areas so as 
to prevent damage to parked vehicles. 

2.3.6 Access 
Coordination 
 

The Contractor shall coordinate all access to performance areas such as 
airfields and firing ranges through the FSCM.  If required, the Contractor 
shall be in radio contact with the controlling authority during work 
performance. 

2.3.7 Water 
Management 

The Contractor shall conform to waste and water management measures 
imposed on the Navy and the Navy-imposed water conservation requirements 

2.3.7.1 Water 
Conservation 
Plan 

The Contractor shall develop and submit a Water Conservation Plan per 
Section F.  The plan shall be in effect year round with emphasis on the rainy 
season (e.g., October through April) and other times of the year during heavy 
rain.  The plan shall be signed and dated by the Contractor’s Project Manager 
and Quality Control Manager.  At a minimum, the plan shall include the 
following: 

1. Procedures for ensuring water sprinklers are shut off during heavy 
rains. 

2. Procedures for obtaining current information on weather conditions. 
3. Procedures for notifying the Government prior to shutting off and 

turning on water sprinklers. 
4. Procedures for maintaining all existing rain control devices during 

the entire contract period. 
5. Procedures for periodic activation of all irrigation systems to ensure 

proper working condition of heads and proper spray patterns and that 
no water sprays onto paved areas, roads, or buildings. 

6. Identification of areas that may require watering more than three 
times per week, exceeding Board of Water Supply guidance, in order 
to maintain the health/appearance of the grounds. 
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1503050 - Grounds Maintenance and Landscaping – MCSF-BI 
Spec Item Title Description 

7. Identification of lawn areas that may need dethatching/aeration to 
improve the health of the lawn and reduce future watering 
requirements. 

8. Identification of areas currently requiring manual watered (no 
irrigation system is present or an in ground manual irrigation system 
is present with no irrigation controller). 

9. Description of how all contract performance standards will be met 
while complying with the Water Conservation Plan. 

The Contractor may request changes by subsequent written addendum to the 
plan, which shall require the KO's approval. 

2.4 References 
and Technical 
Documents 

References and Technical Documents are listed in J-1503050-02 References 
and Technical Documents – MCSF-BI. 
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1503050 - Grounds Maintenance and Landscaping – MCSF-BI 
Spec Item Title Performance 

Objective 
Related Information Performance 

Standard 
3 Recurring 

Work 
The Contractor 
shall maintain 
improved grounds, 
semi-improved 
grounds, 
unimproved 
grounds, and storm 
drainage systems to 
ensure a sightly 
appearance.  
 
 

Work includes routine, seasonal 
and cyclic services.     
 
Refer to 1503020, Pest Control, 
for herbicide restrictions, 
procedures and reporting 
requirements. 
 
This specification contains three 
different areas of grounds 
maintenance; improved, semi 
improved and unimproved as 
well as maintenance of storm 
drainage systems. 
 
Common Output Level 
Standards (COLS) are defined 
by Commander, Navy 
Installations Command (CNIC) 
for Navy Shore Commands.  
Services for improved grounds 
(including prestige areas) 
maintenance and landscaping are 
specified for the Base Measures 
of COL3 and COL4 along with 
one level of Additional 
Measures for COL3 and COL4, 
respectively, as shown in J-
1503050-03 Common Output 
Level Standards – MCSF-BI.  
Grounds acreage listed as 
Prestige Grounds in J-1503050-
04 Grounds Maintenance and 
Landscaping Areas – MCSF-BI 
receive services at the associated 
standards shown for Prestige 
Grounds in J-1503050-03 
Common Output Level 
Standards – MCSF-BI. 
 
The Government intends to 
procure services at COLS 3 Base 
Measures.  Increases or 
decreases in COLS will be made 
in accordance with the 
CHANGES clause, SECTION I. 
 
The Contractor shall recycle all 
organic debris including grass 
clippings, brush, tree limbs, 
hedge clippings, etc.  Organic 
debris shall be delivered to an 
approved recycling facility. All 

Improved grounds 
are maintained per 
the specified 
Common Output 
Level Standards 
provided in J-
1503050-03 
Common Output 
Level Standards – 
MCSF-BI. 
 
Semi-improved 
grounds present a 
sightly appearance 
and do not interfere 
with operational 
requirements. 
 
Unimproved 
grounds do not 
interfere with 
operational 
requirements. 
 
No evidence of 
obstructions in the 
visible area of the 
drainage systems. 
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Standard 
weight tickets for recycled 
debris shall be submitted with 
the invoice per Section F. 
 
The Contractor shall submit SDS 
sheets and catalog cut sheets or 
samples of all proposed 
fertilizers and mulch per Section 
F. 
 
Grounds Maintenance and 
Landscaping areas provided in J-
1503050-04 Grounds 
Maintenance and Landscaping 
Areas – MCSF-BI. 

3.1  Improved 
Grounds 

The Contractor 
shall maintain 
improved grounds 
to ensure a sightly 
appearance. 

The Contractor shall maintain 
improved grounds, including 
prestige areas. 
 
Remove all clippings and 
trimmings, excluding grass 
clippings, in a timely manner to 
promote a neat and healthy 
appearance.  
 
Grass clippings not removed 
shall promote a neat and healthy 
appearance. 
 
Fertilize vegetation in a manner 
that promotes health, growth, 
color and appearance.  Fertilizer 
shall be applied in accordance 
with the manufacturer’s printed 
instructions.  Fertilizer type shall 
be determined by the soil 
analysis tests performed by the 
Contractor.  Provide a copy of 
the soil analysis test results and 
the proposed type of fertilizer to 
be used for acceptance prior to 
applying fertilizer per Section F. 

Appearance of 
Improved Grounds 
is consistent with 
the specified 
COLS. 
 
 

3.1.1 Lawn Care The Contactor shall 
maintain lawns to 
ensure a sightly 
appearance. 

 Lawns are healthy 
and present a 
uniform 
appearance and a 
rich natural color 
consistent with the 
specified COLS. 

3.1.1.1 Mowing and 
Trimming 

The Contractor 
shall maintain 
lawns to ensure a 
uniform grass 

The acceptable grass heights for 
improved grounds work are 
identified within the Common 
Output Level Standards in J-

Grass is uniform in 
appearance. 
 
Services are 
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Standard 
height. 1503050-03 Common Output 

Level Standards – MCSF-BI.  
Maximum growth heights are 
based on the dominant species. 
 
Grass adjacent to fencing, poles, 
walls, valves, trees, signs, 
statues, valve boxes and other 
similar objects shall be trimmed 
to match the height and 
appearance of surrounding grass. 
 
Prior to mowing or trimming, 
the Contractor shall remove and 
appropriately dispose of debris 
that interferes with the mowing 
or trimming operation. 

performed as 
specified by COLS 
listed in J-
1503050-03 
Common Output 
Level Standards – 
MCSF-BI. 

3.1.1.2 Edging The Contractor 
shall maintain an 
edged cut to ensure 
a neat appearance. 

Edge where grass meets any 
concrete or asphalt surface, 
where grass abuts planter beds, 
or wherever needed to maintain 
grass delineation. 

Edging is uniform 
in appearance and 
vegetation does not 
encroach on 
ground structures. 
 
Services are 
performed as 
specified by COLS 
listed in J-
1503050-03 
Common Output 
Level Standards – 
MCSF-BI. 

3.1.1.3 Lawn 
Maintenance 

The Contactor shall 
maintain lawns to 
ensure proper lawn 
health and promote 
growth.  

Lawn maintenance service 
includes fertilization, weed 
control, de-thatching, aeration, 
over seeding, and treatment for 
prevention or correction of bare 
areas, ruts, holes, or dead 
vegetation. 

Lawns are healthy 
and present a rich 
natural color. 
 
Services are 
performed as 
specified by COLS 
listed in J-
1503050-03 
Common Output 
Level Standards – 
MCSF-BI. 

3.1.2 Vegetation 
Control 

The Contractor 
shall control 
undesired 
vegetation to 
ensure areas are 
free of undesired 
vegetation. 

Remove unwanted vegetation 
from fence lines, fence fabric, 
brick walls, sidewalks, curbs, 
gutters, aggregate areas and 
paved surfaces including parking 
lots. 
   
Refer to 1503020, Pest Control, 
for herbicide restrictions, 
procedures and reporting 

Areas are 
maintained clear of 
undesired 
vegetation per the 
Contractor’s 
schedule. 
 
Services are 
performed as 
specified by COLS 
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Standard 
requirements. 
 
The Contractor shall develop 
and submit a schedule for the 
control of undesired vegetation 
per Section F. 

listed in J-
1503050-03 
Common Output 
Level Standards – 
MCSF-BI. 

3.1.3 Irrigation 
Systems 
Operation 

The Contractor 
shall operate 
irrigation systems 
to provide the 
appropriate amount 
of water to lawns 
and other 
vegetation. 
 
 

Irrigation shall be performed in a 
manner that promotes the health 
and growth of all vegetation and 
minimizes water consumption 
regardless of irrigation system 
conditions (coverage or 
functionality).  
 
The Contractor shall be 
responsible for the proper 
application of water to 
performance areas.   
 
The Contractor shall notify the 
KO of any inoperable irrigation 
system components within 24 
hours of discovery.  The 
Contractor shall be fully 
responsible for repairs resulting 
from Contractor’s negligence. 
 
Temporarily installed and 
portable irrigation systems shall 
be removed immediately 
following each use. 
 
The current listing of irrigation 
systems and components, 
including locations, is shown in 
the Irrigation System Inventory 
provided in J-1503050-04 
Grounds Maintenance and 
Landscaping Areas – MCSF-BI. 

Irrigation provides 
proper health, 
growth, color, and 
appearance of 
grounds consistent 
with the specified 
COLS. 
 
Irrigation is 
minimized to 
promote water 
conservation. 

3.1.4 Debris 
Removal 

The Contractor 
shall remove debris 
to ensure a clean 
and neat 
appearance. 

The Contractor shall remove and 
appropriately dispose of all 
debris including seasonal debris, 
e.g., fruit, seed pods, dry brush 
throughout improved grounds 
areas.   
 
Fallen leaves and other seasonal 
debris shall be removed as 
necessary to present an overall 
neat appearance.  Increased 
attention shall be provided 
seasonally to ensure no build-up 
of natural debris.  

Debris is removed 
as necessary to 
present an overall 
neat appearance. 
 
Areas are 
maintained clear of 
debris per the 
Contractor’s 
schedule. 
 
Services are 
performed as 
specified by COLS 
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Standard 
 
Annual shore cleanup, the 
Contractor shall remove only 
man made debris larger than one 
inch.  The Contractor shall not 
remove natural debris to include 
dead trees, vegetation, or fish 
during shore cleanup.  Cleanup 
shall follow the MCSF-BIC 
Integrated Natural Resources 
Management Plan (INRMP).  
The approximate shoreline 
covers 5 acres.  Refer to J-
1503050-06 for Blount Island 
Shoreline Cleanup Plan – 
MCSF-BI. 
 
The Contractor shall develop 
and submit a schedule for debris 
removal (including annual 
shoreline clean-up) per Section 
F. 
 
Informational Notes. The 
Government has found that on 
previous contracts a frequency 
of weekly to twice weekly has 
maintained services at an 
acceptable level. 

listed in J-
1503050-03 
Common Output 
Level Standards – 
MCSF-BI. 

3.1.5 Shrub and 
Hedge 
Maintenance 

The Contractor 
shall maintain 
shrubs and hedges 
to ensure a healthy, 
uniform, neat 
appearance and to 
ensure there is no 
interference with 
pedestrians, 
vehicular traffic, 
and building 
encroachment.   

Remove and properly dispose of 
dead, broken, damaged or 
diseased areas, and all other 
trimmings.  
 
The Contractor is responsible for 
plant, shrub, and hedge 
replacement up to $50 per plant 
not to exceed 30 plants annually. 

Shrubs and hedges 
are healthy and 
present a neat and 
uniform 
appearance 
consistent with the 
specified COLS. 
 
Shrubs and hedges 
do not encroach on 
structures, 
pedestrian traffic, 
or vehicular traffic. 

3.1.6 Plant 
Maintenance 

The Contractor 
shall maintain 
plants to ensure a 
healthy appearance 
and to ensure there 
is no interference 
with pedestrians, 
vehicular traffic, 
and building 
encroachment.   

Remove and properly dispose of 
dead, broken, damaged or 
diseased areas, and all other 
trimmings.   
 
The Contractor is responsible for 
plant replacement up to $50 per 
plant not to exceed 30 plants 
annually. 

Plants are healthy 
and present a neat 
appearance 
consistent with the 
specified COLS. 
 
Plants do not 
encroach on 
structures, 
pedestrian traffic, 
or vehicular traffic. 
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Standard 
3.1.7 Plant Bed 

Maintenance 
The Contractor 
shall maintain plant 
beds to ensure a 
neat appearance 
and promote plant 
health.   

Fertilize, edge, weed, and mulch 
plant beds as appropriate.  

Plant beds present 
a neat appearance 
and promote the 
health of the plants 
consistent with the 
specified COLS.  

3.1.8 Tree 
Maintenance 

The Contractor 
shall provide tree 
maintenance to 
ensure tree health 
and to prevent 
interference with 
pedestrian and 
vehicular traffic, 
and structure 
encroachment.   

The Contractor shall develop 
and submit a tree maintenance 
schedule per Section F.  Tree 
maintenance includes annual 
inspection by a certified arborist, 
staking, adjustment of ties and 
supports, removal of stakes; 
maintaining watering berms for 
existing plantings; fertilization; 
pruning grass clearance, 
seasonal cleanup; removing 
dead, damaged or diseased 
wood, fronds, or structurally 
weak limbs and branches; 
removing or pruning branches to 
clear roofs, adjacent structures, 
low hanging limbs and fronds 
which encroach onto walks, 
roadways and parking lots.  
 
Pruning shall be accomplished 
by a certified arborist. Climbing 
devices that may cause damage 
to trees shall not be used. 
 
Remove and properly dispose of 
dead, damaged or diseased limbs 
and branches, and all other 
cuttings within one working day 
following operations. 

Trees are healthy 
consistent with the 
specified COLS. 
 
Trees do not 
encroach on 
structures, 
pedestrian traffic, 
or vehicular traffic. 
 
All debris is 
removed and 
disposed of 
properly and within 
the specified time. 

3.1.9 Maintenance 
of Artificial 
Turf 

The Contractor 
shall maintain 
outdoor artificial 
turf to ensure a 
sightly appearance. 

The Contractor shall remove 
noxious weeds and grass and 
fluff artificial turf, clean liquid 
spills, remove bird droppings 
and any other debris. 
 
The Contractor shall develop 
and submit a maintenance 
schedule per Section F.  The 
maintenance schedule shall be 
developed based on an 
economical approach, 
manufacturers’ recommended 
procedures, OEM standards, and 
maintenance required to satisfy 
warranty requirements. 

Artificial turf 
presents a sightly 
appearance per the 
Contractor’s 
schedule. 
 
Services are 
performed as 
specified by COLS 
listed in J-
1503050-03 
Common Output 
Level Standards – 
MCSF-BI. 

3.1.10 Maintenance The Contractor The Contractor shall remove Xeriscape areas 
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Standard 
of Xeriscape 
Area 

shall maintain 
xeriscape areas to 
ensure a sightly 
appearance. 

noxious weeds and grass, 
replenish rocks as needed, 
evenly distribute and level rocks, 
and fertilize plants. 
 
The Contractor shall submit a 
work schedule per Section F.  
The work schedule shall be 
developed based on an 
economical approach. 

present a sightly 
appearance per the 
Contractor’s 
schedule. 
 
Services are 
performed as 
specified by COLS 
listed in J-
1503050-03 
Common Output 
Level Standards – 
MCSF-BI. 

3.2 Semi-
improved 
Grounds 

The Contractor 
shall maintain 
semi-improved 
grounds to ensure 
grounds present a 
sightly appearance 
and do not interfere 
with operational 
requirements. 

Vegetation height in ammunition 
storage areas shall comply with 
NAVSEA OP 5 requirements. 
Vegetation height around 
airfields must comply with Bird 
Aircraft Strike Hazard (BASH) 
requirements. 
  

Semi-improved 
grounds present a 
sightly appearance 
and do not interfere 
with operational 
requirements. 
 

3.2.1 Grounds Care The Contractor 
shall maintain 
grounds to ensure 
no interference 
with operational 
requirements. 
 

In areas with mixed species, the 
accepted height shall be based 
on the dominant species.   
 
Prior to mowing or trimming, 
the Contractor shall remove and 
appropriately dispose of debris 
that interferes with the mowing 
or trimming operation. 
 
The specified turf heights for 
semi improved grounds areas are 
six, eight, or twelve inches per 
regulation.  Vegetation adjacent 
to fencing, poles, walls, valves, 
valve boxes and other similar 
objects shall be trimmed to a 
height not to exceed the height 
of surrounding vegetation.   
 
Due to weight restrictions or 
erosion prevention requirements 
on mounds and magazines these 
areas are to be cut with string 
trimmers or approved push type 
mowers. 
 
The Contractor shall mow and 
bush-hog gopher tortoise 
habitats two times per year.  
Mowing these areas should be 

All vegetation is 
maintained in 
accordance with 
operational 
requirements. 
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Standard 
conducted when air temperatures 
are less than 60 degrees 
Fahrenheit.  The Contractor shall 
use a two person mowing crew, 
with one person walking ahead 
of the mower to look for 
tortoises.  The Contractor shall 
remove all exotic tree saplings 
within the open habitat if any 
remain after the first mowing 
event.  The Contractor shall plan 
for the ultimate removal of all 
exotic/nuisance vegetation from 
the parcel. All gopher tortoise 
maintenance should follow the 
MCSF-BIC Integrated Natural 
Resources Plan (INRMP).  Refer 
to J-1503050-05 for Gopher 
Tortoise Habitat Management 
Plan – MCSF-BI. 

3.2.2 Tree Control The Contractor 
shall provide tree 
control to prevent 
encroachment on 
roads, buildings, 
ammunition 
storage firebreaks, 
and structures.  

Tree control includes 
maintaining a 50 feet firebreak 
around ammunition storage 
areas. 
 
Tree control shall be 
accomplished by a certified 
arborist. 
 
Remove and properly dispose of 
all tree trimmings each day.   

Trees do not 
encroach on roads, 
buildings, 
ammunition 
storage firebreaks, 
and structures. 

3.2.3 Vegetation 
Control 

The Contractor 
shall control 
undesired 
vegetation to 
ensure areas are 
free of undesired 
vegetation. 

Remove unwanted vegetation 
from airfields, fence lines, fence 
fabric, brick walls, sidewalks, 
curbs, gutters, aggregate areas 
and paved surfaces including 
parking lots.   
 
Refer to 1503020, Pest Control, 
for herbicide restrictions, 
procedures and reporting 
requirements. 
 
The Contractor shall develop 
and submit a schedule for the 
control of undesired vegetation 
per Section F. 

Areas are 
maintained clear of 
undesired 
vegetation per the 
Contractor’s 
schedule. 

3.3 Unimproved 
Grounds 

The Contractor 
shall maintain 
unimproved 
grounds to ensure 
grounds do not 
interfere with 

 Unimproved 
grounds do not 
interfere with 
operational and 
Anti-Terrorism 
Force Protection 
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Standard 
operational and 
Anti-Terrorism 
Force Protection 
(ATFP) 
requirements. 

(ATFP) 
requirements. 
 

3.3.1 Grounds Care The Contractor 
shall maintain 
grounds to ensure 
no interference 
with operational 
requirements. 
 

Vegetation adjacent to fencing, 
poles, walls, valves, valve boxes 
and other similar objects shall be 
maintained. 
 
Grazing animal use shall be 
subject to prior Government 
approval.    
 
Refer to 1503020, Pest Control, 
for herbicide restrictions, 
procedures and reporting 
requirements. 
 
The Contractor shall maintain 
fire lanes to the dimensions 
defined in the Fire Protection 
Handbook. 
 
Maintain roadway clearances up 
to 30 feet of either side of the 
roadway center.  Maintain fire 
lanes and roadways free of all 
debris that interferes with 
vehicular passage.  Maintain 
areas adjacent to perimeter 
fences within 20 feet from either 
side of the fence, and vegetation 
height not to exceed one foot.  
Maintain firebreaks clear of 
vegetation. 
 
The Contractor shall maintain 
fire lanes and roadways free of 
all debris that interferes with 
vehicular passage.  
 
Prior to mowing or trimming, 
the Contractor shall remove and 
appropriately dispose of all 
debris that interferes with the 
mowing or trimming operation.    
 
The Contractor shall develop 
and submit a schedule for the 
control of undesired vegetation 
per Section F. 

Fire lanes, areas 
adjacent to 
perimeter fences, 
and roadway 
clearances are 
maintained clear of 
vegetation as 
specified. 
 
Fire lanes and 
roadways are clear 
of obstructions that 
interfere with 
vehicular passage. 
 
Areas are 
maintained clear of 
undesired 
vegetation per the 
Contractor’s 
schedule. 

3.3.2 Tree Control The Contractor The Contractor shall maintain a Trees do not 
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Standard 
shall provide tree 
control to ensure 
trees do not 
encroach on 
firebreaks, 
roadways, and 
fence lines. 
 
 
  

20 feet clear zone from either 
side of the fence.  
 
Maintain roadway clearances up 
to 30 feet of either side of the 
roadway center. 
 
Tree control shall be 
accomplished by a certified 
arborist.  
 
The Contractor shall maintain 
fire lanes to the dimensions 
defined in the Fire Protection 
Handbook. 
 
Remove and properly dispose of 
all tree trimmings.   

encroach on 
firebreaks, 
roadways, and 
fence lines. 

3.4 Preventive 
Maintenance 
(PM) - 
Irrigation 
Equipment and 
Systems 

The Contractor 
shall develop and 
implement a PM 
program for the 
irrigation 
equipment and 
systems to ensure 
proper operation, to 
minimize 
breakdowns, and to 
maximize useful 
life. 

Irrigation Equipment and 
Systems are identified in J-
1503050-04 Grounds 
Maintenance and Landscaping 
Areas – MCSF-BI. 
 
The Contractor shall develop 
and submit a PM program per 
Section F. 
 
The Contractor is fully 
responsible for and shall perform 
any repairs, including 
replacement, discovered during 
scheduled maintenance work up 
to a total of $250 per occurrence 
in direct material and labor cost 
under recurring work portion of 
the contract.   Incidental repairs 
work performed under 
maintenance are not considered 
a service order. 
 
Notification of repair work 
exceeding the incidental repairs 
limit shall be submitted to the 
KO within two hours of 
identification.  Non-recurring 
work may be issued for repairs 
exceeding the incidental repairs 
limit. 
 
The Contractor shall not use 
breakdown maintenance as part 
of the PM program. 

Maintenance is 
accomplished in 
accordance with 
the Contractor’s 
PM program and 
work schedule. 
 
PM is performed in 
accordance with 
manufacturers’ 
recommended 
procedures and 
OEM standards. 
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Standard 
 
The PM program shall provide 
an economical approach, 
manufacturers’ recommended 
procedures, OEM standards, and 
maintenance required to satisfy 
equipment warranties and keep 
the irrigation equipment and 
systems in normal working 
condition. 

3.5 Storm 
Drainage 
Systems  

The Contractor 
shall remove 
obstructions and 
control vegetation 
in storm drainage 
systems to ensure 
unrestricted flow of 
storm water runoff. 

Drainage systems include curb 
gutters, curb inlets, brow ditches, 
drainage channels, swales, catch 
basins, yard drains, and other 
devices used to direct the flow of 
runoff. 
 
The Contractor shall clean and 
remove vegetation, debris 
sediment, and other obstructions 
from drainage systems that may 
inhibit drainage.  
 
Aboveground storm drainage 
systems shall be maintained 
clear of obstructions, debris, 
weeds, and anything else which 
may restrict runoff flow. 
 
Drain covers and grates of 
underground systems shall be 
maintained clear of obstructions, 
however, covers and grates shall 
not be removed for cleaning 
drainage systems.  The KO shall 
be notified within 24 hours, in 
writing, of obstructions in 
subsurface drain lines beyond 
Contractor responsibility.  
Missing or damaged yard drain 
covers and grates shall be 
reported immediately to the KO.   

No evidence of 
vegetation, debris, 
sediment, or other 
obstruction in the 
visible area of the 
drainage systems. 
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4 Non-recurring 

Work 
Non-recurring 
work may be 
ordered utilizing 
DoD 
EMALL/FEDMAL
L in accordance 
with Section H or 
on a task order in 
accordance with 
the 
PROCEDURES 
FOR ISSUING 
ORDERS clause in 
Section G.  The 
order will specify 
the exact locations 
and types of work 
to be 
accomplished.  The 
period of 
performance will 
be specified in each 
order.   

Refer to Non-recurring Work 
ELINs for task listings, 
descriptions, and related 
requirements. All periods of 
performance are measured from 
issue date of order to acceptance 
of the work.  Performance 
standards for non-recurring work 
will be the same as those in Spec 
Item 3 where applicable. 
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1601000 – Utilities Management 
Spec Item Title  
1 General Information 
1.1 Concept of Operations 
2 Management and Administration 
2.1 Definitions and Acronyms 
2.2 Personnel  
2.3 Records and Reports 
3 Recurring Work 
3.1 Utility Infrastructure Condition Assessment Program (UICAP) Support 
3.1.1 Asset Management 
3.1.2 Condition Assessment 
3.2 Meter Reading 
3.3 Utility Locate Services 
3.4 Utility Escort Services 
4 Non-recurring Work 
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1601000 – Utilities Management 
Spec Item Title Description 
1 General 

Information 
The Contractor shall provide all labor, management, supervision, tools, 
material, and equipment to perform utility management services at Naval 
Station Mayport Jacksonville, Florida; Navy Fuel Depot Jacksonville, 
Florida; Ribault Bay Housing Jacksonville, Florida and outlying areas 
supported by these commands.  

1.1 Concept of 
Operations 

The intent of 1601000 Utility Management is to specify the requirements for 
managing utility systems to include electrical, wastewater, steam, water and 
compressed air systems. 
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1601000 – Utilities Management 
Spec Item Title Description 
2 Management 

and 
Administration 

 

2.1 Definitions 
and Acronyms 

Definitions and Acronyms are provided in J-1601000-01. 

2.2 Personnel  The Contractor shall provide personnel with the qualifications, technical 
knowledge, experience and skills required to perform utility management 
services. 

2.3 Records and 
Reports 

Records and reports are listed in Section F of the solicitation.  The Contractor 
shall submit accurate and complete documents within the required 
timeframes. 
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1601000 – Utilities Management 
Spec Item Title Performance 

Objective 
Related Information Performance 

Standard 
3 Recurring 

Work 
The Contractor 
shall provide utility 
management 
services to ensure 
real property 
infrastructure 
supports the 
mission of the 
warfighter. 

The Contractor shall be 
knowledgeable of and comply 
with installation utilities 
management reporting and 
coordination requirements. 

Utility 
management 
services are 
performed as 
specified. 
Utility 
management 
services are 
completed within 
the specified time.  

3.1 Utility 
Infrastructure 
Condition 
Assessment 
Program 
(UICAP) 
Support 

The Contractor 
shall support 
UICAP to ensure 
the program is 
properly 
documented and 
reported in a timely 
manner. 

As part of the UICAP program, 
the Contractor shall maintain an 
accurate asset description and 
perform equipment condition 
assessments to support the 
Utility Infrastructure Condition 
Assessment Program (UICAP).   
 
Utilities Assets descriptions are 
provided in: 
J-1601000-03 Electrical Utility 
Assets 
J-1601000-04 Wastewater 
Utility Assets 
J-1601000-05 Steam Utility 
Assets 
J-1601000-06 Water Utility 
Assets 
J-1601000-07 OWWO Utility 
Assets 

Accurate asset 
description 
maintained. 
 
Condition 
assessments 
support is complete 
and accurate as 
specified. 
 
 

3.1.1 
 

Asset 
Management 

The Contractor 
shall provide utility 
asset management 
services to ensure 
the utility asset 
descriptions are 
complete and 
accurate. 

The Contractor shall maintain 
complete and accurate utilities 
asset descriptions to support 
UICAP. 
 
The Contractor shall be 
responsible for utilities asset 
description updates including 
adding, deactivating, and 
updating utilities assets. 
 
The Contractor shall notify the 
KO upon identification of 
utilities assets that are not 
included in the utility asset 
descriptions.  
 
The Contractor shall ensure that 
utility assets are properly 
tagged.   
 
Service Provider, Asset 
Information, Specification 

Utility asset 
descriptions are 
accurate and 
updated as 
required. 
 
KO notified of 
utility assets not 
included in the 
listing of asset 
descriptions 
submitted as 
required. 
 
The asset 
description change 
report submitted 
per Section F. 
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Section C – 1601000 
Utilities Management 

  

1601000 – Utilities Management 
Spec Item Title Performance 

Objective 
Related Information Performance 

Standard 
Information, and Characteristic 
Meter Reading Interfaces data 
shall be maintained using the 
fields in Annex 0200000 Spec 
Item 2.6.6 CMMS.  
 
Asset and Specification Updates 
are specified in the Annex 
0200000 Spec Item 2.6.6 
CMMS. 
 
Specification Attributes required 
for specifications are listed in J-
1601000-02.  
  
The Contractor shall submit an 
Asset Description Change 
Report in spreadsheet format 
detailing the changes to the asset 
description per Section F. 

3.1.2 
 

Condition 
Assessment 

The Contractor 
shall provide 
condition 
assessment services 
to ensure that 
utilities asset 
condition readings 
are complete and 
accurate. 

The Contractor shall assess and 
document the condition of the 
utility assets. 
 
Condition ratings shall be 
maintained using the 
Characteristic Meter Readings 
fields specified in Annex 
0200000 Spec Item 2.6.6 
CMMS. 

Characteristic 
Meter Readings 
updated do not 
exceed 365 days. 
 
Characteristic 
Meter Reading data 
fields required in 
MAXIMO are 
complete and 
accurate. 

3.2 Meter Reading The Contractor 
shall read and 
record data from 
electrical, steam 
and water meters in 
a timely manner to 
ensure accurate 
information is 
available for proper 
utility billing. 

The Contractor shall read meters 
monthly to monitor and report 
consumption and demand using 
Government provided recording 
system.  Accurate meter readings 
shall be submitted to the KO or a 
designated Government 
representative within 3 days of 
the scheduled meter reading 
date.   
 
The Government will provide 
meter reading schedule post 
award.  Meter reading schedule 
may be adjusted periodically at 
no additional cost to the 
Government. 
 
The Contractor shall re-read 
meter upon request and submit 
meter readings to the KO or 
COR within 1 day of request, at 

Accurate meter 
readings are 
submitted within 3 
days of meter 
reading date, as 
scheduled. 
 
Accurate meter re-
read reading 
submitted within 1 
day of request. 
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Section C – 1601000 
Utilities Management 

  

1601000 – Utilities Management 
Spec Item Title Performance 

Objective 
Related Information Performance 

Standard 
no additional cost to the 
Government. 
 
Approximate quantity of 
monthly meters  requirement 
provided below:  
NAVSTA Mayport: 

 ~565 Electric Kilowatt 
Meters 

 ~23 Steam Meters 
 ~224 Water Meters 

Navy Fuel Depot: 
 ~8 Electric Kilowatt 

Meters 
 ~7 Water Meters 

Ribault Bay Housing: 
 ~1 Electric Kilowatt 

Meter 
 ~1 Water Meter 

3.3 Utility Locate 
Services 

The Contractor 
shall provide utility 
locate services to 
ensure dig permit 
requirements are 
met. 

The Contractor shall provide 
utility locate services to include 
locates of other non-Navy 
utilities such as telephone, gas, 
cable, etc.  Coordinate date to 
complete locates with requestor.  
 
Historically, there have been 
approximately 25 locates 
monthly. 

Utility locates 
performed as 
requested and 
before excavation 
is performed. 

3.4 Utility Escort 
Services 

The Contractor 
shall escort 
personnel to 
inspect and obtain 
information about 
the system for 
various reasons 
when requested.  
 
 

The Contractor shall provide 
escorting service when personnel 
require access and/or 
information regarding utility 
systems/operations.  The date, 
time and requested support 
requirement will be provided by 
the KO no later than 24 hours 
prior to the required service.  
 
Historically, there have been 
approximately 125 requests of 
three hours each annually. 

Personnel are 
familiar with the 
utility system. 
 
Personnel are on 
site as scheduled 
for each utility 
escort. 
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Utilities Management 

  

1601000 – Utilities Management 
Spec Item Title Performance 

Objective 
Related Information Performance 

Standard 
4 Non-recurring 

Work 
Non-recurring work 
may be ordered 
utilizing DoD 
EMALL/FEDMALL 
in accordance with 
Section H or on a 
task order in 
accordance with the 
PROCEDURES 
FOR ISSUING 
ORDERS clause in 
Section G.  The 
order will specify 
the exact locations 
and types of work to 
be accomplished.  
The period of 
performance will be 
specified in each 
order. 

Refer to non-recurring work 
ELINs for task listings, 
descriptions and related 
requirements.  All periods of 
performance are measured from 
issue date of order to acceptance 
of the work.  Performance 
Standards for non-recurring 
work will be the same as those in 
Spec Item 3 where applicable. 
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Section C – 1602000 
Electrical 

  

1602000 – Electrical 
Spec Item Title  
1 General Information 
1.1 Concept of Operations 
2 Management and Administration 
2.2 Personnel  
2.2.1 Certification and Training  
2.3 Special Requirements 
2.3.1 Safety 
2.4 Work Coordination  
2.5 Records and Reports 
3 Recurring Work 
3.1 Operate Electrical Power Transmission and Distribution Systems 
3.1.1 Operating Records, Logs, Reports and Procedures 
3.2 Integrated Maintenance Program (IMP) 
3.2.1 Exercise Switches 
3.2.2 SF-6 Switches 
3.2.3 Substations 
3.2.4 Manholes, Splice Cabinets  and Transformers 
3.2.5 Scheduled Outages 
4 Non-recurring Work 
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Section C – 1602000 
Electrical 

  

1602000 – Electrical 
Spec Item Title Description 
1 General 

Information 
The Contractor shall provide all labor, management, supervision, tools, 
material, and equipment to continuously operate, maintain, and repair the 
Electrical Systems located at Naval Station Mayport Jacksonville, Florida; 
Navy Fuel Depot Jacksonville, Florida; Ribault Bay Housing Jacksonville, 
Florida and outlying areas supported by these commands. 

1.1 Concept of 
Operations 

The intent of 1602000 Electrical is to specify the requirements for the 
electrical power distribution systems.   
 
The point of demarcation is where the electricity enters a facility’s meter 
base, or at the weather head in overhead applications.   All electrical 
components beyond this point of demarcation are considered part of the 
facility and are included in 1502000, Facilities Investment. 
 
Stand-by electrical power generators which serve more than one facility are 
covered under this sub-annex.  Generators serving a single facility are 
included in 1502000, Facilities Investment. 
 
Repairs to the facilities (building structures) are included in 1502000 
Facilities Investment.   
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Section C – 1602000 
Electrical 

  

1602000 - Electrical 
Spec Item Title Description 
2 Management 

and 
Administration 

 

2.1 Definitions 
and Acronyms 

Definitions and Acronyms are provided in J-1602000-01. 

2.2 Personnel  The Contractor shall provide personnel with the qualifications, technical 
knowledge, experience and skills required to efficiently operate, maintain and 
repair the Electrical Power Distribution Systems. 

2.2.1 Certification 
and Training  

Cable Splicer/Terminator: The cable splicer must have at least three (3) years’ 
experience in splicing the type and rating of cables specified.  Prior to making 
splices or terminations, the Contractor shall submit names, qualification and 
experience of the cable splicers to be employed.  Documentation (including 
test results from a previously installed splice) to verify that the individual has 
completed a splice/termination of the type to be installed under this contract.  
 
Lineman Qualifications: High Voltage Electricians/Lineman shall be 
equivalent in all respects to United States Industry Journeyman Standards 
with at least 4 years and 4000 hours of experience.  The remaining 
electricians shall be equivalent to United States Industrial Journeyman 
Standards or at least 2 years of apprenticeship.  

2.3 Special 
Requirements 

 

2.3.1 Safety All the safety requirements specified in the latest version of UFC 3-560-01 
Electrical Safety, O&M, with Change 5 are applicable to this specification in 
addition to the safety standards of 0200000 Management and Administration. 

2.4 Work 
Coordination  

The Contractor shall coordinate all maintenance and repair work and outages 
in a manner that minimizes the disruption of electric services. 

2.5 Records and 
Reports 

Records and reports are listed in Section F of the solicitation.  The Contractor 
shall submit accurate and complete documents within the required 
timeframes. 
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Section C – 1602000 
Electrical 

  

1602000  Electrical 
Spec Item Title Performance 

Objective 
Related Information Performance 

Standard 
3 Recurring 

Work 
The Contractor 
shall efficiently 
operate and 
maintain the 
Electrical Power 
Distribution 
Systems to safely 
distribute reliable 
electrical power 
such that all 
electrical 
requirements are 
continually met. 

The Contractor has full 
responsibility to operate, 
maintain, and repair the entire 
Electrical Power Distribution 
Systems to provide continuous 
service 24 hours per day, seven 
days per week. 
 
The Electrical Systems 
Description is provided in J-
1602000-02. 
The Contractor shall shut-down, 
restart, and perform operational 
checks on all equipment affected 
by both scheduled and 
unscheduled utility outages at no 
additional cost to the 
Government. 
 
The Contractor shall establish 
standard operating procedures 
(SOP) that provide step-by-step 
instruction for all system work 
requirements identified in this 
section.  SOP shall be 
established and provided to the 
COR for review within thirty 
days after contract start and 
annually thereafter.  The SOP 
shall comply with the Operations 
and Maintenance (O & M) 
manuals, permits, statues, 
regulations, instructions, and 
policies (including switching 
configuration) applicable to the 
utility systems. 
 
The Contractor shall develop 
and implement an annual and 
monthly monitoring schedule.  
Schedule shall be established 
and provided to the COR for 
review within 30 days after 
contract start and monthly 
thereafter.  The Contractor shall 
establish a log and record date 
and time of monitoring, system 
condition and performance, the 
name of the individual 
performing the monitoring, and 
all comments, problems, and 
identification of reactive, 
preventive, predictive and 

Electrical power is 
continuously and 
safely distributed 
and meets demand 
requirements. 
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Section C – 1602000 
Electrical 

  

1602000  Electrical 
Spec Item Title Performance 

Objective 
Related Information Performance 

Standard 
proactive maintenance as a result 
of system operational 
deficiencies noted during 
scheduled PM or routine 
monitoring. 

3.1 Operate 
Electrical 
Power 
Distribution 
Systems 

The Contractor 
shall efficiently 
and safely operate 
the Electrical 
Power Distribution 
Systems to provide 
electrical power to 
meet all demand 
requirements, 24 
hours per day, 
seven days per 
week, throughout 
the contract period. 

Operation consists of “watch-
standing” or attendance type 
work by a sufficient staff of 
qualified persons during a 
specified time period to ensure 
safe, reliable, efficient 
distribution of electricity. 
 
The Contractor shall operate 
systems equipment and 
components efficiently and 
safely per Unified Facilities 
Guide Specifications (UFGS), 
National Electrical Safety Code, 
NFPA 70, NAVFAC MO 201, 
NAVFAC MO 200, NAVFAC 
MO 221, CFR 29, 1910 and 
1926 and approved SOP. 
 
Operation of the Electrical 
Power Distribution Systems 
includes equipment and systems 
components, such as, 
transformers, switchgear 
medium and low voltage 
distribution lines. Also includes 
tasks, such as, monitoring and 
regulation of equipment 
controls, maintaining operating 
records, logs, and reports, and 
examination, lubrication and 
minor adjustment of equipment 
and system components.  
 
The Contractor shall submit a 
condition report to the KO and 
COR weekly of repairs 
accomplished and any repairs or 
maintenance deferred with 
schedule of future repairs 
including any material delivery 
dates and reasons why 
maintenance has been deferred.  

Systems equipment 
and components 
are efficiently, 
safely and 
continuously 
operated per 
operating criteria to 
provide electrical 
power to meet 
demand. 
 
Unscheduled 
interruptions are 
minimized such 
that electrical 
power demand is 
met 99.9 percent of 
the time annually. 
 
Current monitored 
measurements 
confirm that 
balance is 
maintained on all 
distribution circuit 
phases. 

3.1.1 Operating 
Records, Logs, 
Reports and 
Procedures 

The Contractor 
shall prepare, 
submit and 
maintain operating 
records, logs and 

The Contractor shall establish a 
log and record date and time of 
monitoring, system condition 
and performance, the name of 
the individual performing the 

All required 
operating records, 
logs, reports and 
procedures are 
maintained current 
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Electrical 

  

1602000  Electrical 
Spec Item Title Performance 

Objective 
Related Information Performance 

Standard 
reports for in-
process tracking of 
electrical 
operation, 
maintenance and 
repairs of the 
system. 
 
 

monitoring, and all comments, 
problems, and identification of 
reactive, preventive, predictive 
and proactive maintenance as a 
result of system operational 
deficiencies noted during 
scheduled PM or routine 
monitoring. 
 
The Contractor shall submit a 
monthly outage report listing all 
scheduled and unscheduled 
outages that occurred during the 
previous calendar month.  The 
report shall include work order 
number, location, cause, 
customers affected, date and 
time of outage and restoration, 
and outage duration. 
 
The Contractor shall track and 
report changes to the default 
switching configuration of all 
underground and overhead 
circuits.  Reports shall include 
definition of alternate switching 
scheme and the return to the 
default configuration once 
maintenance action is 
completed.  This report shall be 
submitted to the KO and COR 
within four hours of request. 
 
Outage report shall include date, 
time and duration of outage, 
Designation – “planned” or 
“unplanned”, list of effected 
facilities and Work Order 
Number issued. 
 
Operational Configuration 
Review: On a semi-annual basis 
the Contractor shall provide 
formal recommendations on 
changes to system operational 
configurations and relative cost 
of recommendation as well as 
cost savings by adopting 
recommendations. 
Evidence of current system 
inefficiencies or budgetary 
constraints precluding adoption 
of recommendations does not 

and complete and 
applicable copies 
provided to the KO 
and COR within 
the specified times. 
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Section C – 1602000 
Electrical 

  

1602000  Electrical 
Spec Item Title Performance 

Objective 
Related Information Performance 

Standard 
relieve the Contractor of 
performing maintenance as 
required.  First report due six 
months after start of contract. 
 
The contractor shall submit a 
monthly “Ships Utility 
Connection Report” and submit 
the report to the PWD Mayport 
UEM Branch for final approval. 
Reports shall list all vessel 
names, types, hull numbers, 
waterfront locations, connect 
date and time and disconnect 
date and time for each utility, 
and number of days each vessel 
is connected to each utility. If 
vessel is a berthing barge, 
provide the ship name associated 
with the berthing barge.  
Monthly data shall be recorded 
in accordance with the UEM 
billing processing schedule 
(available upon request), and 
submitted within five working 
days of the end of each billing 
cycle. 

3.2 Integrated 
Maintenance 
Program 
(IMP) 

The Contractor 
shall develop and 
implement an IMP 
for Electrical 
Systems to ensure 
all equipment and 
components are in 
a safe, fully 
functional and 
operational 
condition and to 
sustain maximum 
life. 

The Contractor shall develop 
and submit an IMP per Section 
F. 
 
The IMP shall include the 
Contractor’s approach for 
integrated maintenance, 
including maintenance and 
inspection tasks, schedules for 
planned work accomplishment, 
job plans, infrared inspections, 
substation relay coordination, 
plan for minimizing occurrence 
of repair and downtime, process 
for the identification of the need 
for repairs, and the process for 
scheduling and completing 
repair work.  
 
As part of the IMP, the 
Contractor is fully responsible 
for any individual occurrence of 
repair, including replacement up 
to the IMP limit of liability of 
$15,000 in direct labor and 
direct material cost for each 

IMP is 
accomplished per 
Contractor's 
incorporated 
Program and 
schedule. 
 
The Contractor’s 
IMP program shall 
ensure meters are 
properly 
maintained, 
installed, 
configured and 
accurately 
reporting to the 
DAS. 
 
When a problem or 
a need for repair is 
identified, the 
Contractor shall 
respond within 15 
minutes during 
normal working 
hours or within one 
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1602000  Electrical 
Spec Item Title Performance 

Objective 
Related Information Performance 

Standard 
piece of equipment per incident.  
The Government will only pay 
for the portion of direct labor 
and/or direct material cost that 
exceeds the IMP limits of 
liability.  
 
The Contractor shall, per Annex 
2, notify the KO upon 
identification that the repair will 
exceed the liability limit listed 
above.  If the estimated cost of 
the repair exceeds the IMP 
liability limit, the Government 
may order the work under the 
non-recurring work section of 
this contract; however, the 
Government will only be liable 
for the amount of cost exceeding 
the IMP liability limit. 
 
Example: If an individual 
occurrence of repair requires 
$15,100 in direct labor and/or 
direct material cost, the 
Government may issue a task 
order in accordance with the 
non-recurring work portion of 
the contract for the $100 in 
direct labor and/or direct 
material cost that exceeds the 
IMP limit of liability. 
 
The Contractor shall perform all 
repairs, whether identified as 
part of their routine IMP 
accomplishment, QC 
inspections, or notification from 
the Government that a 
breakdown or malfunction has 
occurred.  
  
If the Government identifies a 
problem or a need for repair, the 
Government will contact the 
work reception desk.  Service 
trouble calls will not be issued 
for accomplishment of repairs on 
systems and equipment 
maintained under IMP.   
 
IMP shall include all equipment 
and components of the electrical 

hour after normal 
working hours 
following 
Contractor 
discovery or 
Government 
notification and 
works continuously 
to completion.   
 
All repaired or 
replaced AMI 
meters meet all 
Government 
accreditation 
requirements for 
installation, 
configuration and 
communication to 
the DAS. 
 
Systems and 
equipment are 
maintained and 
repaired to sustain 
a fully functional 
and operable 
condition in 
accordance with 
OEM 
specifications. 
 
When repair is 
complete the 
facility, system, or 
equipment does not 
present any hazard 
or danger to 
personnel. 

N69450-16-R-2111 
Regional Base Operation Support I (RBOSI) 

Naval Station Mayport, Florida

Page 212 of 330 
Amendment 0006



Section C – 1602000 
Electrical 

  

1602000  Electrical 
Spec Item Title Performance 

Objective 
Related Information Performance 

Standard 
distribution systems (e.g., 
substations, transformers and 
transformer pads, switchgear, 
distribution line, manholes, 
structures and poles, advanced 
metering infrastructure (meter, 
radio, all connections and 
communication to the Data 
Acquisition Server (DAS) 
including meter 
firmware/software), electric 
meters, etc.) In addition, IMP 
shall include corrosion control 
performance on all equipment 
and finished appearance shall 
match existing coating as near as 
possible. 
 
The AMI minimum maintenance 
requirements are provided in J-
1602000-03. 
 
IMP, inclusive of repair and 
replacement, shall be performed 
per ANSI Standards, OMSI, and 
equipment manufacturer's 
recommendations and 
commercially accepted practices.  
AMI meters shall only be 
replaced or repair with OEM 
parts to maintain accreditation 
standards. 
 
All System malfunctions and 
breakdowns requiring repair or 
replacement shall be responded 
to within 15 minutes during 
normal working hours and 
within one hour after normal 
working hours following 
Contractor discovery or 
Government notification and 
worked continuously to 
completion.   
 
The Contractor shall inspect 
manholes in accordance with 
MO-200 Electrical Exterior 
Facilities and submit annual 
manhole inspection report to the 
KO and COR within five days 
after inspections are completed.   
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Electrical 

  

1602000  Electrical 
Spec Item Title Performance 

Objective 
Related Information Performance 

Standard 
The Contractor shall submit a 
monthly IMP schedule, 
unaccomplished maintenance 
report, repair status report, and 
summary of maintenance and 
repair accomplished under the 
various maintenance programs 
report.  

3.2.1 Exercise 
Switches 

The Contractor 
shall exercise 
switches to ensure 
proper operation. 

The Contractor shall operate 
switches by opening and closing 
gang switches and pole switches 
annually.  Ensure proper 
operation.  
Schedule shall be established 
and provided to the KO for 
review within 30 days after 
contract start, and updated 
annually thereafter.  

Switches are fully 
operational 
following 
scheduled 
maintenance. 

3.2.2 SF-6 Switches The Contractor 
shall check and 
refill SF-6 
Switches to ensure 
proper gas level.  

The Contractor shall check gas 
level in SF-6 switches annually 
and recharge if needed.  
Schedule shall be established 
and provided to the KO for 
review within 30 days after 
contract start, and updated 
annually thereafter.  

Switches are fully 
gassed following 
scheduled 
maintenance. 

3.2.3 Substations The Contractor 
shall inspect 
Substations 
condition and 
performance to 
ensure proper and 
efficient operation. 

The Contractor shall inspect 
both interior and exterior of 
facilities and equipment at 
substations weekly.  Establish 
and maintain a log at each 
substation and record date and 
time of inspection, substation 
condition and performance, the 
name of the individual 
performing the inspection and all 
comments and problems.  Log 
all maintenance and repairs 
required and PM performed 
during inspections.  The logbook 
data shall contain status of alarm 
on enunciator panel, battery 
charger status, including ground 
indication.  

Substation 
inspected weekly 
and fully 
operational. 

3.2.4 Manholes, 
Splice 
Cabinets  and 
Transformers 

The Contractor 
shall ensure 
Manhole, Splice 
Cabinets and 
Transformer 
Inspections are 
performed to 
identify condition 
and structural 

The Contractor shall perform 
biennial visual inspections of 
manholes and annual inspections 
of all splice cabinets and 
transformers.  Submit inspection 
schedule within 30 days after 
contract start and annually 
thereafter.  Results of the 
inspections are compiled and 

Manholes splice 
cabinets and 
transformers 
inspected and 
report submitted to 
the KO and COR. 
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1602000  Electrical 
Spec Item Title Performance 

Objective 
Related Information Performance 

Standard 
integrity of the 
manhole and 
equipment. 

used for Long-Range 
Maintenance Planning.  This 
inspection shall not relieve the 
contractor from establishing and 
implementing a continual 
inspection, or monitoring, 
program for the timely 
identification of repair work 
within the scope of IMP.  Submit 
a written report within five 
working days of inspection 
indicating overall condition of 
equipment and structures. 
 
The Contractor shall provide an 
updated CAD drawing for each 
manhole identifying the circuits 
inside the manhole and their 
direction in and out of the 
manhole. The report shall also 
state the size and number of 
conduits along with any spares. 

3.2.5 Scheduled 
Outages 

The Contractor 
shall establish a 
scheduled 
outage/service 
disruption plan to 
ensure coordination 
with affected 
buildings and 
customers. 

The Contractor shall establish a 
scheduled outage plan/ service 
disruption plan and provide to 
KO within 15 days after contract 
start.  Outline the procedures and 
process to be followed before, 
during, and upon completion of 
the outage or service disruption.  
Include customer and building 
notification and coordination 
procedures, equipment 
preparation, operations and 
switching orders.  Program to 
include a generic plan and 
follow-up specific plans prior to 
each scheduled outage or service 
disruption.   
 
The Contractor shall provide 
specific plans for each outage or 
service disruption to KO for 
approval five days prior to 
outage.  Outages and service 
disruptions will normally be 
scheduled after normal working 
hours or weekends.  In the case 
of Government scheduled 
outage, the contractor will be 
informed as far in advance as 
time permits of dates and time of 
outage including outages 

Scheduled outage 
plan/service 
disruption plan 
submitted to the 
KO within 15 days 
of contract start. 
 
No scheduled 
outage/service 
interruption 
without 
Government 
Approval. 
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1602000  Electrical 
Spec Item Title Performance 

Objective 
Related Information Performance 

Standard 
scheduled by contractor for 
preventive, predictive and 
proactive maintenance.   
 
The Contractor shall restart and 
perform operational checks on 
all equipment affected by the 
outage or service interruption.  
There shall be no scheduled 
outages without customer 
notification and approval.  
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1602000 - Electrical 
Spec Item Title Performance 

Objective 
Related Information Performance 

Standard 
4 Non-recurring 

Work 
Non-recurring work 
may be ordered 
utilizing DoD 
EMALL/FEDMALL 
in accordance with 
Section H or on a 
task order in 
accordance with the 
PROCEDURES 
FOR ISSUING 
ORDERS clause in 
Section G.  The 
order will specify 
the exact locations 
and types of work to 
be accomplished.  
The period of 
performance will be 
specified in each 
order. 

Refer to non-recurring work 
ELINs for task listings, 
descriptions and related 
requirements.  All periods of 
performance are measured from 
issue date of order to acceptance 
of the work.  Performance 
Standards for non-recurring 
work will be the same as those in 
Spec Item 3 where applicable. 
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1604000 - Wastewater 
Spec Item Title  
1 General Information 
1.1 Concept of Operations 
2 Management and Administration 
2.1 Definitions and Acronyms 
2.2 Personnel  
2.2.1 Certification, Training and Licensing 
2.3 Special Requirements 
2.3.1 Fees, Fines, and Penalties 
2.4 Records and Reports 
3 Recurring Work 
3.1 Operation 
3.1.1 Wastewater Effluent Quality 
3.1.2 Sludge Disposal 
3.1.3 Recovered Oil Testing 
3.1.4 Compliance Sampling and Testing 
3.1.5 Unscheduled Outage 
3.1.6 Operating Records, Logs, Reports and Procedures 
3.2 Integrated Maintenance Program (IMP) 
3.2.1 Scheduled Outages 
3.2.2 Cathodic Protection (CP)   
4 Non-recurring Work 
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1604000 - Wastewater 
Spec Item Title Description 
1 General 

Information 
The Contractor shall provide all labor, management, supervision, tools, 
material, and equipment to continuously operate, maintain, and repair the 
Wastewater Treatment Plant, Wastewater Collection Systems, Oily Waste 
Waste Oil Plant, and Oily Waste Waste Oil Collection Systems located at 
Naval Station Mayport Jacksonville, Florida; Naval Fuel Depot Jacksonville, 
Florida; Ribault Bay Housing, Jacksonville, Florida and outlying areas 
supported by these commands.   

1.1 Concept of 
Operations 

The intent of 1604000 Wastewater is to specify the requirements to provide 
Wastewater utilities.  Included are services such as operating, maintaining 
and repairing the Wastewater treatment plant and collection system.   
 
The following services are not included in this Template: 

 The points of demarcation are defined in the Utilities System Manual 
– Points of Demarcation (most recent version).  All components 
prior to point of demarcation, as defined in this reference, are 
considered part of the facility and are included in 1502000, Facilities 
Investment.   

 Utility locates and escort services are included in 1601000 Utilities 
Management.   
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1604000 - Wastewater 
Spec Item Title Description 
2 Management 

and 
Administration 

 

2.1 Definitions 
and Acronyms 

Definitions and Acronyms are provided in J-1604000-01. 

2.2 Personnel  The Contractor shall provide personnel with the qualifications, technical 
knowledge, experience and skills required to efficiently operate, maintain and 
repair the Wastewater Treatment Plant, Wastewater Collection System, Oily 
Waste Waste Oil Plant and Oily Waste Waste Oil Collection System. 

2.2.1 Certification, 
Training and 
Licensing 

The Contractor shall employ certified wastewater treatment plant and 
OWWO operators who are experienced in similar plants and systems to 
perform the requirements of this functional section.  
 
At minimum supervisors shall hold a Class A operating license and a 
minimum of five years’ experience, lead operators shall hold a Class B 
operating license and all other shift operators shall hold a Class C license.  
 
Each Wastewater Treatment Plant Operator must possess or have received 
through reciprocity a current/valid operator's certificate equivalent to the 
second highest wastewater certification grade/class level issued by the 
Wastewater Works Operators Certification Board of Examiners from Florida. 
 
The chemist and the laboratory analyst shall complete yearly training in order 
to keep the personnel updated with the latest local and Federal environmental 
regulations, public health concerns, laboratory procedures, and safety 
requirements to comply with the Florida Administrative Code.  
 
The OWWO operator responsible for signing the Hazardous Material 
manifest shall be trained and certified as required by 49 CFR. 

2.3 Special 
Requirements 

 

2.3.1 Fees, Fines, 
and Penalties 

The Contractor shall be responsible for all fees, fines, and penalties assessed 
by regulatory agencies if permits are violated in the course of operations or 
maintenance.  The Contractor shall reimburse the Government for the amount 
of the fees, fines, penalties and all associated cost including attorney fees. 

2.4 Records and 
Reports 

Records and reports are listed in Section F of the solicitation.  The Contractor 
shall submit accurate and complete documents within the required 
timeframes. 
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1604000 - Wastewater 
Spec Item Title Performance 

Objective 
Related Information Performance 

Standard 
3 Recurring 

Work 
The Contractor 
shall efficiently 
operate and 
maintain the 
Wastewater 
Treatment Plant, 
Wastewater 
Collection System, 
Oily Waste Waste 
Oil (OWWO) Plant 
and OWWO 
Collection System 
to safely collect 
treat and dispose of 
wastewater and 
OWWO.  
 
  
 
   

The Contractor has full 
responsibility to staff, operate, 
maintain, and repair the entire 
Wastewater Treatment Plant and 
Wastewater Collection System 24 
hours per day, seven days per 
week. 
 
Operate, maintain, and repair the 
OWWO Plant and Collection 
Systems 10 hours per day, five 
days per week between 0800 and 
1800 hours.   
 
The Contractor is responsible for 
all OWWO discharge approvals, 
review/approval of SOPA form, 
scheduling, coordination, and 
hook-ups.  The contractor shall 
secure all risers daily to prevent 
unauthorized discharges.  The 
plant is also required to operate 
outside of normal working hours 
and will be scheduled as required.  
Plant operations outside of normal 
working hours are approximately 
2400 hours annually. 
   
The current Wastewater Treatment 
Plant, Wastewater Collection 
System, OWWO Plant and 
OWWO Collection Systems 
Descriptions are provided in J-
1604000-02. 
 
The Contractor shall comply with 
applicable Federal, DoD, DoN, 
Coast Guard, Permits, and other 
references, instructions, and 
directives listed in J-0200000-03 
for the operation of oily waste 
waste oil services.  All berthing 
and ships OWWO connects will 
take place within the operations 
area of the Mayport Naval Station 
Boat Basin, piers A through G and 
the south wall. 
 
The Contractor shall shut-down, 
restart, and perform operational 
checks on all equipment affected 
by both scheduled and 
unscheduled utility outages at no 

Wastewater is 
continuously and 
safely collected, 
treated and 
disposed. 
 
OWWO is safely 
collected processed 
and disposed. 
 
Effluent complies 
with the regulatory 
discharge permit. 
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1604000 - Wastewater 
Spec Item Title Performance 

Objective 
Related Information Performance 

Standard 
additional cost to the Government. 
 
The Contractor shall notify the KO 
of violations of any of the 
parameters and of any discharges of 
any type. The Contractor shall 
prepare and submit to the KO 
within 2 hours of the Contractor’s 
identification of the noncompliance.  
The notice shall include a 
description of the discharge, the 
cause of noncompliance, and the 
period of noncompliance, including 
exact dates and times (or if not 
corrected, the anticipated time the 
noncompliance is expected to 
continue) and steps being taken to 
reduce, eliminate, and prevent the 
recurrence of the non-complying 
discharge. 

3.1 Operation The Contractor 
shall operate the 
Wastewater 
Treatment Plant 
and Collection 
System to 
efficiently and 
safely collect, treat 
and dispose of 
wastewater such 
that the effluent 
complies with the 
regulatory 
discharge permit 
24 hours per day, 
seven days per 
week, and operate 
the Oily Waste 
Waste Oil Plant 
(OWWO) and 
Collection System 
to efficiently and 
safely collect, 
process and 
dispose of OWWO 
during operating 
hours, throughout 
the contract period. 
 
 

Operation consists of “watch-
standing” or attendance type work 
by a sufficient staff of qualified 
persons during a specified time 
period to collect, treat and dispose 
of the measurable quantities and 
quality of effluent to ensure safe, 
reliable, efficient collection, 
treatment and disposal of 
wastewater. 
 
Operation of Wastewater 
Treatment Plant and Collection 
System and OWWO Plant and 
Collection System includes 
equipment and system 
components, such as, sewage 
holding tanks, lift stations, pumps, 
screens, filters, chemical 
treatment, used oil tanks, valves 
and automatic controls, and tasks, 
such as, monitoring and regulation 
of equipment controls, 
maintaining operating records, 
logs, and reports, and 
examination, lubrication and 
minor adjustment of equipment 
and system components. 
 
Plant and Systems components 
shall be efficiently and safely 
operated per Navy, Local and 
Federal regulations governing the 

Wastewater Plant 
and Systems 
equipment and 
components are 
efficiently, safely 
and continuously 
operated per 
specified operating 
criteria to collect, 
treat and dispose of 
wastewater and 
effluent complies 
with the regulatory 
discharge permit. 
 
OWWO Plant and 
Systems equipment 
and components 
are efficiently, 
safely and 
continuously 
operated per 
specified operating 
criteria and 
applicable 
environmental 
regulations, to 
collect, process and 
dispose of OWWO. 
 
Unscheduled 
interruptions are 
minimized such 
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1604000 - Wastewater 
Spec Item Title Performance 

Objective 
Related Information Performance 

Standard 
operation of the Wastewater 
Treatment Facilities. OWWO 
Plant and Collection System shall 
be operated and maintained in 
accordance with FDEP Chapter 
17, 40 CFR, State, Federal 
Operating Permits, UFC, 
Manufacturer recommendations, 
and commercially accepted 
practices.   
 
The Contractor shall ensure safe 
operation of all Wastewater 
Treatment Plant and OWWO Plant 
equipment by ensuring plants are 
staffed by qualified personnel at 
all times of operation.  The KO 
shall be notified immediately if 
unsafe conditions are discovered. 
 
The Contractor shall establish 
standard operating procedures 
(SOP) that provide step-by-step 
instruction for all system work 
requirements identified in this 
section. SOP shall be established 
and provided to the KO for review 
within 60 days after contract start, 
when any SOP changes occur and 
annually thereafter.  
 
Operational Configuration 
Review: On a semi-annual basis 
the Contractor shall provide 
formal recommendations on 
changes/repairs to system 
operational configurations and 
relative cost of recommendation as 
well as cost savings by adopting 
recommendations. 
Evidence of current system 
inefficiencies or budgetary 
constraints precluding adoption of 
recommendations does not relieve 
the Contractor of performing 
maintenance as required.  First 
report due six months after start of 
contract. 
 
The average volume of wastewater 
processed is approximately one 
million gallons per day.  

that collection 
demand and 
effluent quality 
requirements are 
met 99.5 percent of 
the time annually. 

3.1.1 Wastewater The Contractor Wastewater effluent quality shall Laboratory 
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1604000 - Wastewater 
Spec Item Title Performance 

Objective 
Related Information Performance 

Standard 
Effluent 
Quality 

shall produce 
treated wastewater 
effluent that 
complies with the 
regulatory 
discharge permit.  

comply with all local, state and 
Federal regulations and discharge 
permit requirements.  
 
Minimum quantities and 
frequencies of on-site sampling 
and laboratory analyses of 
wastewater shall be performed per 
Florida Administrative Code, 
operating permit requirements and 
plant O& M manuals.  
 
Minimum quantities and 
frequencies of off-site analyses of 
wastewater shall be performed by 
an independent state certified 
laboratory which shall meet all 
certification requirements by the 
Florida Department of 
Environmental Protection (FDEP).  
Quantities and frequencies shall be 
performed per Florida 
Administrative Code, operating 
/discharge permit, plant O&M 
manuals, OEM guidance, and/or 
other applicable documentation. 
 
If wastewater chemistry is 
confirmed, through independent 
laboratory analyses or on site 
testing, to not be in compliance 
with permit discharge limits, the 
Contractor shall immediately 
notify the KO and shall make 
immediate adjustments to bring 
the wastewater back within permit 
compliance limits as soon as 
possible.  Contractor’s monitoring 
shall be capable to identify 
problems arising and adjust 
treatment to insure wastewater 
effluent complies with the 
regulatory discharge permit. 

analyses confirm 
that wastewater 
effluent complies 
with the regulatory 
discharge permit. 
 
 

3.1.2 Sludge 
Disposal 

The Contractor 
shall dispose of 
sludge from 
Wastewater 
Treatment Plant 
and OWWO plant 
to ensure all sludge 
is disposed of in a 
safe and timely 
manner.  

The Contractor shall perform 
testing for Toxicity Characteristic 
Leaching Process (TCLP), 
metals/VOCs/SVOCs, Flashpoint, 
percent Water (Karl Fisher Water 
Content), paint filter, pH, and 
percent of Solids.   
 
Prior to disposal of sludge, the 
Contractor shall submit test results 

Sludge disposed of 
as specified. 
 
Test results are 
provided to the 
KO. 
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1604000 - Wastewater 
Spec Item Title Performance 

Objective 
Related Information Performance 

Standard 
to KO.   
 
The Contractor shall provide 
quarterly and annual residuals 
testing and disposal reports. 
 
Historically 120,000 pounds of 
sludge has been hauled annually. 
From the Waste Water plant and 
18,000 gallons of sludge from the 
OWWO plant. 

3.1.3 Recovered Oil 
Testing 

The Contractor 
shall perform 
testing in 
accordance with 40 
CFR 279 and the 
Memo of 
Agreement for the 
disposal of 
recovered oil 
through DRMO 
office in a safe and 
timely manner. 

The Contractor shall test each 
batch of recovered oil to be 
recycled and contact the Defense 
Reutilization and Marketing 
Office (DRMO) for hauling and 
recycling. Test includes Total 
Halogens, Flashpoint, Total Lead, 
Total Chromium, Total Cadmium, 
Total Arsenic, PCB’s and 
percentage of water Karl Fisher 
Water Content test results to KO 
and DRMO recycle Contractor.  
Record quantity of recovered oil 
in the plant permanent logbook.   
 
The Contractor shall provide 
copies of all sample results and 
weight tickets for each batch of oil 
disposed. 

Oil recycled to 
DRMO as 
scheduled. 

3.1.4 Compliance 
Sampling and 
Testing 

The Contractor 
shall perform as 
required all 
compliance 
sampling and 
testing for all 
wastewater and 
OWWO plants 
and/or systems. 

The Contractor shall provide 
sampling and testing according to 
City, County, State and Federal 
regulations and/or permits. All 
data shall be maintained 
electronically in the plant 
computer system to prepare and 
submit the monthly MOR/DMR.   
 
Reports shall be submitted in PDF 
format, as well as in original 
software format (e.g., Excel, 
Word) to allow review of all data 
used to compile/generate the final 
deliverable. 
 
The Contractor shall provide a 
formal copy of the completed 
report to the KO.  Data collection, 
testing and reporting shall be in 
accordance with the Florida 
Administrative Code. 

Test reports 
accurate and 
submitted as 
required. 

3.1.5 Unscheduled The Contractor The Contractor shall respond to Response and work 
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1604000 - Wastewater 
Spec Item Title Performance 

Objective 
Related Information Performance 

Standard 
Outage shall respond to 

outages and other 
utility emergencies 
24 hours a day to 
restore service.   

outages and other utility 
emergencies 24 hours a day.   
 
The Contractor shall respond to 
outages occurring within 
Government normal working 
hours, work shall start on service 
restoration fifteen minutes of 
notification. Work shall continue 
until emergency is arrested and 
service is restored.  
 
Outages after normal working 
hours shall be responded to and 
restoration started within one hour 
of notification at all locations. 
Work shall continue until 
emergency is arrested and service 
is restored. 
  
Any unscheduled outage, which 
would cause a loss of service to a 
facility or reduction in capacity, 
shall be reported to the KO 
immediately after receiving outage 
notification.  Update the KO 
and/or CDO with a verbal follow 
on report hourly until service is 
restored.   Cognizant base CDO 
shall be notified after normal 
working hours. 

started within time 
specified 
 
Outages are 
reported with 
follow up 
notification as 
specified. 

3.1.6 Operating 
Records, Logs, 
Reports and 
Procedures 

The Contractor 
shall prepare, 
submit and 
maintain operating 
records, logs and 
reports for in-
process tracking of 
plant output 
characteristics. 
 
The Contractor 
shall develop and 
update operating 
procedures to 
reflect current 
operating processes 
and Plant and 
Systems 
configuration. 

The Contractor shall prepare the 
Monthly Operational Report 
(MOR) and maintain it on file, and 
provide copies (electronic scan or 
hard copy) it to the Commodity 
Manager on as as-needed basis 
(estimated frequency of request is 
quarterly).  The Contractor shall 
input Discharge Monitoring 
Report (DMR) into the 
Government’s computer data base 
located at the wastewater 
treatment plant within 24 hours 
after lab/data information is 
obtained. 
 
Operating Records Report shall be 
submitted to the KO within three 
days following the end of the 
month during which work is 
performed and shall include copies 
of daily operating logs, chemical 

All required 
operating records, 
logs, reports and 
procedures are 
maintained current 
and complete and 
applicable copies 
provided to the KO 
within the specified 
times.   
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1604000 - Wastewater 
Spec Item Title Performance 

Objective 
Related Information Performance 

Standard 
content, pressure readings, 
chemical dosages, filter backwash 
frequencies, flow rates, and other 
laboratory records, maintenance 
records, corrosion tests, personnel 
records, emergency condition 
records, and operating costs.  
Wastewater, data shall be 
collected for domestic and non-
domestic flows, and reported 
monthly to coincide with billing 
schedules.  These wastewater 
flows shall show daily flow 
quantities, and shall be submitted 
to the KO within 4 days of the 
closeout of the monthly billing 
cycle.  Specific data shall be 
provided for flows from the 
different inflows to the plant (e.g., 
domestic, non-domestic). 
 
The Contractor shall submit a 
condition report of the system to 
the KO weekly of repairs 
accomplished and any repairs or 
maintenance deferred with 
scheduled of future repairs 
including any material delivery 
dates and reasons why 
maintenance has been deferred.  
The Contractor shall sample 
influent at domestic (after 
headworks screen, before main lift 
station) and non-domestic 
sampling points (after EQ Basin, 
prior to main lift station) in 
accordance with the permit (e.g., 
TSS, C-BOD5), the O&M 
Manual, Section 6, Table 6.2-4 
(e.g., settleable solids/SVI, pH, 
Temperature, Dissolved Oxygen, 
Salinity/Conductivity), and for 
Total Nitrogen and Total 
Phosphorous.  Data not included 
on the DMR shall be provided 
monthly in spreadsheet format 
(i.e., Excel). 
 
The Contractor shall provide a 
monthly Ships OWWO log 
indicating the quantities, dates of 
oily waste offloaded from the 
ships or offloaded into the 
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1604000 - Wastewater 
Spec Item Title Performance 

Objective 
Related Information Performance 

Standard 
OWWO system. 

3.2 Integrated 
Maintenance 
Program 
(IMP) 

The Contractor 
shall develop and 
implement an IMP 
for Wastewater 
Treatment Plant, 
Wastewater 
Collection System, 
Oily Waste Waste 
Oil (OWWO) 
Plant, and OWWO 
Collection Systems 
to ensure all 
equipment and 
components are in 
a safe, fully 
functional and 
operational 
condition and to 
sustain maximum 
life. 

The Contractor shall develop and 
submit an IMP per Section F. 
 
The IMP shall include the 
Contractor’s approach for 
integrated maintenance, including 
maintenance and inspection tasks, 
schedules for planned work 
accomplishment, job plans, 
infrared inspections, substation 
relay coordination, plan for 
minimizing occurrence of repair 
and downtime, process for the 
identification of the need for 
repairs, and the process for 
scheduling and completing repair 
work.  
 
As part of the IMP, the Contractor 
is fully responsible for any 
individual occurrence of repair, 
including replacement up to the 
IMP limit of liability of $15,000 in 
direct labor and direct material 
cost for each piece of equipment 
per incident.  The Government 
will only pay for the portion of 
direct labor and/or direct material 
cost that exceeds the IMP limits of 
liability.  
 
The Contractor shall, per Annex 2, 
notify the KO upon identification 
that the repair will exceed the 
liability limit listed above.  If the 
estimated cost of the repair 
exceeds the IMP liability limit, the 
Government may order the work 
under the non-recurring work 
section of this contract; however, 
the Government will only be liable 
for the amount of cost exceeding 
the IMP liability limit. 
 
Example: If an individual 
occurrence of repair requires 
$15,100 in direct labor and/or 
direct material cost, the 
Government may issue a task 
order in accordance with the non-
recurring work portion of the 
contract for the $100 in direct 

IMP is 
accomplished per 
Contractor's 
incorporated 
Program and 
schedule. 
 
When a problem or 
a need for repair is 
identified, the 
Contractor shall 
respond within 15 
minutes during 
normal working 
hours or within one 
hour after normal 
working hours 
following 
Contractor 
discovery or 
Government 
notification and 
works continuously 
to completion.   
 
Systems and 
equipment are 
maintained and 
repaired to sustain 
a fully functional 
and operable 
condition in 
accordance with 
OEM 
specifications. 
 
When repair is 
complete the 
facility, system, or 
equipment does not 
present any hazard 
or danger to 
personnel. 
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1604000 - Wastewater 
Spec Item Title Performance 

Objective 
Related Information Performance 

Standard 
labor and/or direct material cost 
that exceeds the IMP limit of 
liability. 
 
The Contractor shall perform all 
repairs, whether identified as part 
of their routine IMP 
accomplishment, QC inspections, 
or notification from the 
Government that a breakdown or 
malfunction has occurred.  
  
If the Government identifies a 
problem or a need for repair, the 
Government will contact the work 
reception desk.  Service trouble 
calls will not be issued for 
accomplishment of repairs on 
systems and equipment 
maintained under IMP.   
 
IMP shall include all equipment 
and components of the 
Wastewater Treatment Plant, 
Wastewater Collection System, 
Oily Waste Waste Oil (OWWO) 
Plant, and OWWO Collection 
Systems (e.g., sewage holding 
tanks, lift stations, generators, 
pumps, screens, oil/water 
separators, filters, chemical 
treatment, valves, automatic 
controls, plant and collection 
system piping, used oil tanks, 
bilge water tanks, manholes, and 
septic tanks, etc.).  The 
Wastewater Plant and OWWO 
Plant consist of all building 
facilities used in conjunction with 
processing wastewater. All 
facilities are to be maintained as 
part of the wastewater system, 
including needed maintenance and 
corrosion control to the facilities.  
In addition, IMP shall include 
corrosion control performance on 
all equipment and finished 
appearance shall match existing 
coating as near as possible. 
 
IMP, inclusive of Preventive 
Maintenance (PM) repair and 
replacement, shall be performed 
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1604000 - Wastewater 
Spec Item Title Performance 

Objective 
Related Information Performance 

Standard 
per AWWA and ANSI Standards, 
OMSI, equipment O&M manuals, 
the latest O&M manual for the 
plant (e.g., WWTP Manual by 
OMI dated Aug 1998) except 
where plant modifications have 
deemed sections of the plant 
O&M manual obsolete or not 
applicable, UFC-3-431-07 UPV 
Maintenance and Certification and 
equipment manufacturer's 
recommendations and 
commercially accepted practices. 
 
All System malfunctions and 
breakdowns requiring repair or 
replacement shall be responded to 
within 15 minutes during normal 
working hours and within one 
hour after normal working hours 
following Contractor discovery or 
Government notification and 
worked continuously to 
completion.   
 
The Contractor shall submit a 
monthly IMP schedule, 
unaccomplished maintenance 
report, repair status report, and 
summary of maintenance and 
repair accomplished under the 
various maintenance programs 
report.  

3.2.1 Scheduled 
Outages 

The Contractor 
shall establish a 
scheduled 
outage/service 
disruption plan to 
ensure coordination 
with affected 
buildings and 
customers. 

The Contractor shall establish a 
scheduled outage plan/ service 
disruption plan and provide to KO 
within 15 days after contract start.  
Outline the procedures and 
process to be followed before, 
during, and upon completion of 
the outage or service disruption.  
Include customer and building 
notification and coordination 
procedures, equipment 
preparation, operations and 
switching orders.  Program to 
include a generic plan and follow-
up specific plans prior to each 
scheduled outage or service 
disruption.   
 
The Contractor shall provide 
specific plans for each outage or 

Scheduled outage 
plan/service 
disruption plan 
submitted to the 
KO within 15 days 
of contract start. 
 
No scheduled 
outage/service 
interruption 
without 
Government 
Approval. 
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1604000 - Wastewater 
Spec Item Title Performance 

Objective 
Related Information Performance 

Standard 
service disruption to KO for 
approval five days prior to outage.  
Outages and service disruptions 
will normally be scheduled after 
normal working hours or 
weekends.  In the case of 
Government scheduled outage, the 
contractor will be informed as far 
in advance as time permits of 
dates and time of outage including 
outages scheduled by contractor 
for preventive, predictive and 
proactive maintenance.   
 
The Contractor shall restart and 
perform operational checks on all 
equipment affected by the outage 
or service interruption.  There 
shall be no scheduled outages 
without customer notification and 
approval.  

3.2.2 Cathodic 
Protection 
(CP)   

The Contractor 
shall maintain, 
adjust, and repair 
CP systems to 
ensure compliance 
with NAVFAC 
MO Manuals.  

The Contractor shall develop 
annual inspection and calibration 
schedule and submit to KO for 
review within 30 days after 
contract start. 
 
The Contractor shall maintain, 
adjust, and repair CP systems for 
the elevated storage tanks in 
accordance with 
SOUTHNAVFACENGCOMINST 
11014.6E, NAVFAC MO 306, 
NAVFAC MO 307, and 
NAVFAC MO 210.   
 
The Contractor shall test and 
submit monthly and quarterly 
results.  Monthly rectifier report 
shall be submitted to the KO on 
SOUTHNAVFACENGCOM form 
11014-2 and the quarterly 
Structure to Electrode report on 
SOUTHNAVFACENGCOM form 
11014-3.   

Schedule submitted 
to the KO within 
30 days of contract 
start.  
 
Testing and 
reading within 
limits of 
Maintenance 
Manuals and on 
schedule. 
 
Proper forms used 
for reporting. 
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1604000 - Wastewater 
Spec Item Title Performance 

Objective 
Related Information Performance 

Standard 
4 Non-recurring 

Work 
Non-recurring work 
may be ordered 
utilizing DoD 
EMALL/FEDMALL 
in accordance with 
Section H or on a 
task order in 
accordance with the 
PROCEDURES 
FOR ISSUING 
ORDERS clause in 
Section G.  The 
order will specify 
the exact locations 
and types of work to 
be accomplished.  
The period of 
performance will be 
specified in each 
order. 

Refer to non-recurring work 
ELINs for task listings, 
descriptions and related 
requirements.  All periods of 
performance are measured from 
issue date of order to acceptance 
of the work.  Performance 
Standards for non-recurring 
work will be the same as those in 
Spec Item 3 where applicable. 
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1605000 - Steam  
Spec Item Title  
1 General Information 
1.1 Concept of Operations 
2 Management and Administration 
2.1 Definitions and Acronyms 
2.2 Personnel  
2.2.1 Certification, Training and Licensing 
2.3 Special Requirements 
2.3.1 Government Furnished Fuels 
2.4 Work Coordination  
2.5 Records and Reports 
3 Recurring Work 
3.1 Operation 
3.1.2 Steam Quality 
3.1.3 Plant Boiler Combustion Limits and Efficiencies 
3.1.4 Boiler Minimum Operator Attendance 
3.1.5 Boiler Water Testing and Treatment Program 
3.1.6 Operating Records, Logs, Reports and Procedures  
3.2 Integrated Maintenance Program (IMP) 
3.3 Inspection, Testing, and Certification Program 
3.3.1 Power Boiler, HRSG’s and Unfired Pressure Vessels (UPV’s) Certification Assistance 
4 Non-recurring Work 
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1605000 - Steam 
Spec Item Title Description 
1 General 

Information 
The Contractor shall provide all labor, management, supervision, tools, 
material, and equipment to continuously operate, maintain, and repair the 
Steam Plant and Steam Distribution Systems located at Naval Station 
Mayport in Jacksonville, Florida and outlying areas supported by this 
command.   

1.1 Concept of 
Operation 

The intent of 1605000 Steam is to specify the requirements to provide shore-
to-ship and installation steam.  Included are services as operating, 
maintaining and repairing the steam and hot water generation plant and any 
portable steam generation equipment, steam and hot water distribution 
systems, and condensate return system, and boiler water testing and 
treatment.   
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1605000 - Steam 
Spec Item Title Description 
2 Management 

and 
Administration 

 

2.1 Definitions 
and Acronyms 

Definitions and Acronyms are listed in J-1605000-01. 

2.2 Personnel  The Contractor shall provide personnel with the qualifications, technical 
knowledge, experience and skills required for efficient operations within the 
steam function. 

2.2.1 Certification, 
Training and 
Licensing 

Heating and boiler operators shall meet minimum training, certification, and 
experience as specified in NAVFACINST 11300.37A, section 3170. 
 
Plant operators shall comply with ASME and EPA certification guidance and 
exhibit knowledge and skills of high pressure boilers, high pressure turbines, 
and principles of steam production.  Heating and Power Boiler operators shall 
be qualified as having minimum training, certification, and experience 
specified in the Unified Facilities Guide Specifications (UFGS) and 
applicable state or local certification as required. 

2.3 Special 
Requirements 

 

2.3.1 Government 
Furnished 
Fuels 

The Government will provide fuels associated with steam utilities plant and 
auxiliary boiler operation at no cost to the Contractor. 

2.4 Work 
Coordination  

The Contractor shall coordinate all maintenance and repair work and outages 
in a manner that minimizes the disruption of electric services. 

2.5 Records and 
Reports 

Records and reports are listed in Section F of the solicitation.  The Contractor 
shall submit accurate and complete documents within the required 
timeframes. 
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1605000 - Steam 
Spec Item Title Performance 

Objective 
Related Information Performance 

Standard 
3 Recurring 

Work 
The Contractor 
shall efficiently 
operate and 
maintain the Steam 
Plant and Steam 
Distribution 
Systems to safely 
produce and 
distribute quality, 
reliable steam such 
that all shore-to-
ship steam, and 
installation steam 
requirements are 
continually met. 

The Contractor has full 
responsibility to operate, 
maintain, and repair the entire 
Steam Plant and Steam 
Distribution Systems, and 
Auxiliary Boilers to provide 
continuous service 24 hours per 
day, seven days per week. 
 
The current Steam Plant and 
Steam Distribution Systems 
Descriptions are provided in J-
1605000-02. 
Historical Material and 
Chemical Usage are shown in J-
1605000-03. 
 
The Contractor shall shut-down, 
restart, and perform operational 
checks on all equipment affected 
by both scheduled and 
unscheduled utility outages at no 
additional cost to the 
Government. 

Steam is 
continuously and 
safely produced 
and distributed and 
meets minimum 
quality standards 
and demand 
requirements. 
 

3.1 Operation The Contractor 
shall operate the 
Steam Plant, 
Auxiliary Boiler 
and Steam 
Distribution 
Systems to 
efficiently and 
safely produce 
quality steam to 
meet all shore-to-
ship steam and 
installation steam 
requirements to 
include operation 
of auxiliary steam 
generation 
equipment, 24 
hours per day, 
seven days per 
week, throughout 
the contract period. 
 
  

Operation consists of “watch-
standing” or attendance type 
work by a sufficient staff of 
qualified persons during a 
specified time period to ensure 
safe, reliable, efficient 
generation and distribution of 
steam. 
 
Operation of the Steam Plant and 
Steam Distribution Systems 
includes equipment and system 
components, such as, plant 
boilers, auxiliary boilers, heat 
exchangers, monitoring and 
controls systems, meters, steam 
traps, pumps, valves, and 
distribution lines, and includes 
tasks such as, monitoring and 
regulation of equipment 
controls, maintaining operating 
records, logs, and reports, and 
examination, lubrication and  
adjustment of equipment and 
system components. 
 
Plant and systems equipment 
and components shall be 

Plant and Systems 
equipment and 
components are 
efficiently, safely 
and continuously 
operated per 
specified operating 
criteria to produce 
quality steam to 
meet demand. 
 
Unscheduled 
interruptions are 
minimized such 
that steam 
temperature and 
pressure (quality) 
demands are met 
99.5 percent of the 
time annually. 

N69450-16-R-2111 
Regional Base Operation Support I (RBOSI) 

Naval Station Mayport, Florida

Page 236 of 330 
Amendment 0006



Section C – 1605000 
Steam 

 

1605000 - Steam 
Spec Item Title Performance 

Objective 
Related Information Performance 

Standard 
efficiently and safely operated 
per ANSI and ASHRAE 
Standards, OMSI, Approved 
Standard Operation Procedures 
(SOP), Manufacturer 
recommendations and 
commercially accepted practices. 
 
Safe operation shall ensure that 
all Heating and Power Boilers 
and equipment requiring 
operator attendance are staffed 
by qualified personnel at all 
times of operation, and that, no 
plant boilers requiring 
certification shall be operated 
without a valid Inspection 
Certificate, NAVFAC Form 
11014/32.  The KO shall be 
notified immediately when 
unsafe conditions are 
discovered, following repair of a 
pressure component, and, after 
any major modification to 
boilers, control equipment or 
auxiliaries.  The affected 
equipment shall not be placed 
back in operation until written 
authorization is received from a 
Government certified boiler 
inspector. 
 
Where multiple Heating and 
Power Boilers exist, the 
Contractor shall rotate their 
operation to assure that each 
boiler is fully functional at all 
times. 
 
Operational Configuration 
Review: On a semi-annual basis 
the Contractor shall provide 
formal recommendations on 
changes to system operational 
configurations and relative cost 
of recommendation as well as 
cost savings by adopting 
recommendations. 
Evidence of current system 
inefficiencies or budgetary 
constraints precluding adoption 
of recommendations does not 
relieve the Contractor of 
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1605000 - Steam 
Spec Item Title Performance 

Objective 
Related Information Performance 

Standard 
performing maintenance as 
required.   

3.1.2 Steam Quality The Contractor 
shall produce and 
distribute steam 
that meets 
minimum pressure, 
temperature and 
purity requirements 
specified to satisfy 
demand. 

Shore steam shall meet the most 
stringent of purity requirements 
identified in all applicable 
Federal, State, and Local 
regulations and instructions such 
as the Unified Facilities Guide 
Specifications (UFGS), UFCs, 
Section 2307 of NAVFACINST 
11300.37, Navy Ship Technical 
Manual (NSTM) CH 220 Vol 2, 
or by the equipment 
manufacturer. 
 
The Contractor shall provide 
monthly steam quality results 
based on testing by an 
independent laboratory. 

Steam meets the 
minimum specified 
pressures, 
temperature and 
purity requirements 
throughout the 
Plant and 
Distribution 
System. 

3.1.3 Plant Boiler 
Combustion 
Limits and 
Efficiencies 

The Contractor 
shall efficiently 
operate plant 
boilers to 
continuously meet 
or exceed 
minimum specified 
combustion limits 
and efficiencies. 

Plant boiler combustion limits 
shall be established by mutual 
test with the Government within 
120 days following start of 
contract. 
 
Combustion limits, efficiency 
ratings and flue gas constituents 
shall be determined, checked, 
and measured per Division 23 of 
the Unified Facilities Guide 
Specifications (UFGS). 

Established 
combustion limits 
and combustion 
efficiencies for 
plant boilers are 
continuously met 
or exceeded. 
 
Plant boiler 
efficiency rating 
meets or exceeds 
85 percent per 
boiler.   

3.1.4 Boiler 
Minimum 
Operator 
Attendance 

The Contractor 
shall provide boiler 
operators in 
sufficient quantities 
of staffing per shift 
to efficiently and 
safely operate 
Utilities and 
Auxiliary Boilers 
at all times of 
operation, 24 hours 
per day, seven days 
per week. 

Attendance visits for operating 
boiler(s) shall be of sufficient 
duration to observe a complete 
operational cycle and perform 
operator checks. 

Heating and Power 
Boiler operators 
meet minimum 
attendance 
requirements 
specified in current 
applicable 
directives and 
instructions, e.g., 
Division 23 of the 
Unified Facilities 
Guide 
Specifications 
(UFGS). 

3.1.5 Boiler Water 
Testing and 
Treatment 
Program 

The Contractor 
shall provide and 
implement a Boiler 
Water Testing and 
Treatment Program 
to ensure optimum 
equipment 

The Contractor shall develop 
and submit, to the KO for 
approval within 30 days 
following contract award, a 
Boiler Water Testing and 
Treatment Program to include 
collection of samples, testing 

Boiler water is 
sampled and tested 
in accordance with 
the Contractor's 
incorporated Boiler 
Water Testing and 
Treatment 
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1605000 - Steam 
Spec Item Title Performance 

Objective 
Related Information Performance 

Standard 
operation and 
efficiency. 

and treatment of boiler water. 
 
For Steam boilers with 
capacities exceeding 0.4 
MBTU(H), samples of 
feedwater, boiler water and 
condensate shall be 
independently tested and 
certified monthly by an 
independent laboratory approved 
by the KO for simultaneous 
comparison with Contractor 
analyses. 
 
Informational Notes.  
Recommended frequencies for 
sampling boiler water are 
specified in the Unified 
Facilities Guide Specifications 
(UFGS). 

Program. 
 
Laboratory 
analyses confirm 
that boiler water 
meets the chemical 
residual limits 
specified in the 
Unified Facilities 
Guide 
Specifications 
(UFGS). 
 

3.1.6 Operating 
Records, Logs, 
Reports and 
Procedures  

The Contractor 
shall prepare, 
submit and 
maintain operating 
records, logs and 
reports for in-
process tracking of 
plant and Portable 
Equipment 
(boilers) output 
characteristics. 
 
The Contractor 
shall develop and 
update operating 
procedures to 
reflect current 
operating processes 
and Plant (includes 
the Portable 
Equipment 
(boilers) and 
Systems 
configuration. 

The Contractor shall prepare, 
submit and maintain required 
records, logs, and reports, UFGS 
23 52 53.00 20 Steam Boilers 
and Equipment and other 
applicable Unified Facilities 
Guide Specifications, a monthly 
Operating Records Report shall 
be submitted to the KO within 
three days following the end of 
the month during which work is 
performed and shall comply with 
Title V Air Permit and include 
copies of daily operating logs, 
chemical treatment performed, 
and steam, boiler feedwater 
laboratory analysis.  
 
The Contractor shall provide the 
reports electronically utilizing 
the latest version of Microsoft 
Excel. 
 
The Contractor shall prepare, 
update, and post in clear view 
for operators, written Standard 
Operating Procedures as 
specified in Division 23 of the 
Unified Facilities Guide 
Specifications (UFGS), within 
30 days from contract start and 
five days after making changes 
to any Plant operating procedure, 

All required 
operating records, 
logs, reports and 
procedures are 
maintained current 
and complete and 
applicable copies 
provided to the KO 
within the specified 
times.   
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1605000 - Steam 
Spec Item Title Performance 

Objective 
Related Information Performance 

Standard 
equipment and components. 
 
The Contractor shall submit a 
condition report of the system to 
the KO weekly of repairs 
accomplished and any repairs or 
maintenance deferred along with 
scheduled future repairs 
including any material delivery 
dates and reasons why 
maintenance has been deferred. 
 
Operational Configuration 
Review: On a semi-annual basis 
the Contractor shall provide 
formal recommendations on 
changes to system operational 
configurations and relative cost 
of recommendation as well as 
cost savings by adopting 
recommendations. 
Evidence of current system 
inefficiencies or budgetary 
constraints precluding adoption 
of recommendations does not 
relieve the Contractor of 
performing maintenance as 
required.  First report due six 
months after start of contract. 

3.2 Integrated 
Maintenance 
Program 
(IMP) 

The Contractor 
shall develop and 
implement an IMP 
for the Steam 
Plant, Portable 
boilers and Steam 
Distribution 
Systems to ensure 
all equipment and 
components are in 
a safe, fully 
functional and 
operational 
condition and to 
sustain maximum 
life. 

The Contractor shall develop 
and submit an IMP per Section 
F. 
 
The IMP shall include the 
Contractor’s approach for 
integrated maintenance, 
including maintenance and 
inspection tasks, schedules for 
planned work accomplishment, 
job plans, plan for minimizing 
occurrence of repair and 
downtime, process for the 
identification of the need for 
repairs, and the process for 
scheduling and completing 
repair work.  
 
As part of the IMP, the 
Contractor is fully responsible 
for any individual occurrence of 
repair, including replacement up 
to the IMP limit of liability of 
$15,000 in direct labor and 

IMP is 
accomplished per 
Contractor's 
incorporated 
Program and 
schedule. 
 
The Contractor’s 
IMP program shall 
ensure meters are 
properly 
maintained, 
installed, 
configured and 
accurately 
reporting to the 
DAS. 
 
When a problem or 
a need for repair is 
identified, the 
Contractor shall 
respond within 15 
minutes during 
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1605000 - Steam 
Spec Item Title Performance 

Objective 
Related Information Performance 

Standard 
direct material cost for each 
piece of equipment per incident.  
The Government will only pay 
for the portion of direct labor 
and/or direct material cost that 
exceeds the IMP limits of 
liability.  
 
The Contractor shall, per Annex 
2, notify the KO upon 
identification that the repair will 
exceed the liability limit listed 
above.  If the estimated cost of 
the repair exceeds the IMP 
liability limit, the Government 
may order the work under the 
non-recurring work section of 
this contract; however, the 
Government will only be liable 
for the amount of cost exceeding 
the IMP liability limit. 
 
Example: If an individual 
occurrence of repair requires 
$15,100 in direct labor and/or 
direct material cost, the 
Government may issue a task 
order in accordance with the 
non-recurring work portion of 
the contract for the $100 in 
direct labor and/or direct 
material cost that exceeds the 
IMP limit of liability. 
 
The Contractor shall perform all 
repairs, whether identified as 
part of their routine IMP 
accomplishment, QC 
inspections, or notification from 
the Government that a 
breakdown or malfunction has 
occurred.  
  
If the Government identifies a 
problem or a need for repair, the 
Government will contact the 
work reception desk.  Service 
trouble calls will not be issued 
for accomplishment of repairs on 
systems and equipment 
maintained under IMP.   
 
IMP shall include all equipment 

normal working 
hours or within one 
hour after normal 
working hours 
following 
Contractor 
discovery or 
Government 
notification and 
works continuously 
to completion.   
 
All repaired or 
replaced AMI 
meters meet all 
Government 
accreditation 
requirements for 
installation, 
configuration and 
communication to 
the DAS. 
 
Systems and 
equipment are 
maintained and 
repaired to sustain 
a fully functional 
and operable 
condition in 
accordance with 
OEM 
specifications. 
 
When repair is 
complete the 
facility, system, or 
equipment does not 
present any hazard 
or danger to 
personnel. 
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1605000 - Steam 
Spec Item Title Performance 

Objective 
Related Information Performance 

Standard 
and components of the Steam 
Plant, Portable boilers and Steam 
Distribution Systems, such as, 
heating and power boilers, 
monitoring and control systems, 
meters, heat exchangers, unfired 
pressure vessels (UPVs), 
pressure reducing stations, 
piping systems, pumps, valves, 
steam traps, supports, hangers, 
insulation; such as: the chemical 
heater/warmer, advanced 
metering infrastructure (meter, 
radio, all connections and 
communication to the Data 
Acquisition Server (DAS) 
including meter 
firmware/software), steam 
meters, etc.  In addition, IMP 
shall include corrosion control 
performance on all equipment 
and finished appearance shall 
match existing coating as near as 
possible.     
 
The AMI minimum maintenance 
requirements are provided in J-
1605000-04. 
 
The Steam Plant, Portable 
boilers and Steam Distribution 
Systems consist of all building 
facilities used in conjunction 
with steam generation and 
distribution systems.  All 
facilities shall be maintained as 
part of the steam plant, portable 
boilers and steam distribution 
systems, including needed 
maintenance and corrosion 
control to the facilities.  In 
addition, IMP shall include 
corrosion control performance 
on all equipment and finished 
appearance shall match existing 
coating as near as possible. 
 
IMP, inclusive of Preventive 
Maintenance (PM), repair and 
replacement, shall be performed 
per AWWA and ANSI 
Standards, OMSI, equipment 
O&M manuals, UFC-3-431-07 
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1605000 - Steam 
Spec Item Title Performance 

Objective 
Related Information Performance 

Standard 
Boiler and UPV Maintenance 
and Certification and equipment 
manufacturer's recommendations 
and commercially accepted 
practices.  AMI meters shall 
only be replaced or repair with 
OEM parts to maintain 
accreditation standards. 
 
All System malfunctions and 
breakdowns requiring repair or 
replacement shall be responded 
to within 15 minutes during 
normal working hours and 
within one hour after normal 
working hours following 
Contractor discovery or 
Government notification and 
worked continuously to 
completion.   
 
The Contractor shall submit a 
monthly IMP schedule, 
unaccomplished maintenance 
report, repair status report, and 
summary of maintenance and 
repair accomplished under the 
various maintenance programs 
report.  

3.3 Inspection, 
Testing, and 
Certification 
Program 

The Contractor 
shall provide 
backflow 
prevention devices 
inspection, testing, 
and certification 
services to ensure 
they are safe, fully 
functional, and 
operational. 

The Contractor shall develop an 
Inspection, Testing, and 
Certification Program and 
Schedule, per section F. 
 
The Contractor shall submit an 
Inspection, Testing, and 
Certification Program Summary 
Report, per Section F.   
 
The Contractor shall perform 
any repairs up to specified 
maintenance program limit for 
repairs identified during 
preparation for and conduct of 
inspection, testing, and 
certification.  Refer to Spec Item 
3.2 for repair limits applicable to 
systems and equipment included 
in the IMP program.  

All certifications 
are current. 
 
Testing, inspection, 
and certification 
services performed 
and completed in 
accordance with 
the inspection, 
testing, and 
certification 
program and 
schedule. 
 
Testing, inspection, 
and certification 
services performed 
in accordance with 
applicable 
references. 

3.3.1 Power Boiler, 
HRSG’s and 
Unfired 
Pressure 

The Contractor 
shall clean, 
prepare, and 
operate boilers 

The Contractor shall prepare 
boilers, HRSG’s and/or UPV’s 
for testing, inspection, and 
certification in accordance with 

Testing, inspection, 
and certification of 
boilers HRSG’s 
and/or UPV’s 
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1605000 - Steam 
Spec Item Title Performance 

Objective 
Related Information Performance 

Standard 
Vessels 
(UPV’s) 
Certification 
Assistance 

and/or UPV’s to 
support 
certification.  

the National Board of Boiler and 
Pressure Vessel Inspectors Code, 
and UFC 3-430-07.   
 
The Contractor shall 
immediately void any boiler 
inspection safety certificates 
upon the discovery of a safety 
deficiency regardless of the 
expiration date on the certificate.  
The certificate will again be 
valid only after the deficiency 
has been corrected by the 
Contractor and the boiler has 
been re-certified. 
 
The Contractor shall thoroughly 
clean and prepare the system 
boilers and/or UPV’s for testing 
and certification. 
 
The Contractor shall return 
boilers, HRSG’s and/or UPV’s 
to service upon issuance of 
certification. 
 
The Contractor shall refrain 
from operating a boiler, HRSG’s 
and/or UPV’s without a valid 
NAVFAC inspection certificate. 
 
The Contractor shall perform all 
certification testing in the 
presence of the Government 
certified boiler inspector.   
 
The Contractor shall provide 
five working days advance 
notification to the KO when 
boilers HRSG’s and/or UPV’s is 
ready for testing and 
certification for coordination 
with the Government provided 
inspector. 
 
The Contractor shall assist the 
certified boiler inspector in 
performing the testing for 
certification. 
 
The Contractor shall notify the 
Government when equipment is 
ready for testing and 

performed and 
completed in 
accordance with 
the inspection, 
testing, and 
certification 
program and 
schedule. 
 
Boilers, HRSG’s 
and/or UPV are 
promptly returned 
to service upon 
issuance of 
certification.   
 
Boilers, HRSG’s 
and/or UPV’s are 
prepared for 
inspection and 
certification in 
accordance with 
UFC 3-430-07. 
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1605000 - Steam 
Spec Item Title Performance 

Objective 
Related Information Performance 

Standard 
certification. 
 
The Contractor shall maintain 
files of inspection reports and 
equipment certifications.  The 
Contractor shall provide files for 
Government review and 
inspection when requested. 
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1605000 - Steam 
Spec Item Title Performance 

Objective 
Related Information Performance 

Standard 
4 Non-recurring 

Work 
Non-recurring work 
may be ordered 
utilizing DoD 
EMALL/FEDMALL 
in accordance with 
Section H or on a 
task order in 
accordance with the 
PROCEDURES 
FOR ISSUING 
ORDERS clause in 
Section G.  The 
order will specify 
the exact locations 
and types of work to 
be accomplished.  
The period of 
performance will be 
specified in each 
order. 

Refer to non-recurring work 
ELINs for task listings, 
descriptions and related 
requirements.  All periods of 
performance are measured from 
issue date of order to acceptance 
of the work.  Performance 
Standards for non-recurring 
work will be the same as those in 
Spec Item 3 where applicable. 
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1606000 – Water 
Spec Item Title  
1 General Information 
1.1 Concept of Operations 
2 Management and Administration 
2.1 Definitions and Acronyms 
2.2 Personnel  
2.2.1 Certification, Training and Licensing 
2.3 Special Requirements 
2.3.1 Fees, Fines, and Penalties 
2.4 Records and Reports 
3 Recurring Work 
3.1 Operation 
3.1.1 Water Quality 
3.1.1.1 Cross Connection Control Program 
3.1.2 Minimum Operator Attendance 
3.1.3 Operating Records, Logs, Reports and Procedures 
3.2 Integrated Maintenance Program (IMP) 
3.2.1 Scheduled Outages 
3.3 Inspection, Testing, and Certification Program 
3.3.1 Backflow Prevention Devices 
4 Non-recurring Work 
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1606000 - Water 
Spec Item Title Description 
1 General 

Information 
The Contractor shall provide all labor, management, supervision, tools, 
material, and equipment to continuously operate, maintain, and repair the 
Raw Water Supply, Water Treatment Plant and Potable Water Distribution 
Systems located at Naval Station Mayport Jacksonville, Florida; Naval Fuel 
Depot Jacksonville, Florida; and Ribault Bay Housing in Jacksonville, 
Florida.   

1.1 Concept of 
Operations 

The intent of 1606000 Water is to specify the requirements for the operation 
and maintenance of raw water supply, water treatment plant, and distribution 
systems.   
 
The following services are not included in this Template: 

 The point of demarcation is where the water exits the building water 
meter or, if there is no meter, where the water enters the building.  
All components beyond this point of demarcation are considered part 
of the facility and are included in 1502000, Facilities Investment.   

 Repairs to the facilities (building structures) and service order 
response for raw water supply, water treatment plant, and 
distribution systems are included in 1502000 Facilities Investment. 

 Utility locates and escort services are included in 1601000 Utilities 
Management.   
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Water 

 

1606000 - Water 
Spec Item Title Description 
2 Management 

and 
Administration 

 

2.1 Definitions 
and Acronyms 

Definitions and Acronyms are provided in J-1606000-01. 

2.2 Personnel  The Contractor shall provide personnel with the qualifications, technical 
knowledge, experience and skills required to efficiently operate, maintain and 
repair the Raw Water Supply, Water Treatment Plant, and Potable Water 
Distribution System. 

2.2.1 Certification, 
Training and 
Licensing 

The Contractor shall employ certified water treatment plant operators who are 
experienced in similar plants and systems to perform the requirements of this 
functional section. 
 
At minimum supervisors shall have a minimum of five years’ experience 
operating water plant with similar requirements and possess or have received 
through reciprocity a current/valid operator's certificate equivalent to a Class 
A operating certification issued by the Water Works Operators Certification 
Board of Examiners from Florida or from reciprocity from applicable states.  
Certification records shall be displayed at each treatment plant.    
 
Each water treatment plant operator must possess or have received through 
reciprocity a current/valid operator's certificate equivalent to the second 
highest water certification grade/class level issued by the Water Works 
Operators Certification Board of Examiners from Florida or from reciprocity 
from applicable states.  Certification records shall be displayed at each 
treatment plant.   
 
Personnel repairing, replacing or testing backflow preventors shall be 
certified by the State of Florida and the University of Florida Center for 
Training, Research and Education for Environmental Occupations (TREEO). 
 
The chemist and the laboratory analyst shall complete yearly training in order 
to keep the personnel updated with the latest local and Federal environmental 
regulations, public health concerns, laboratory procedures, and safety 
requirements. 
 
Personnel testing, servicing, and maintaining Cathodic Protection systems 
shall be trained in accordance with UFC and 40 CFR 280. 
 
The Contractor shall submit proof of all certification, training, and licensing 
requirements per Section F. 

2.3 Special 
Requirements 

 

2.3.1 Fees, Fines, 
and Penalties 

The Contractor shall be responsible for all fees, fines, and penalties assessed 
by regulatory agencies if permits are violated in the course of operations or 
maintenance.  The Contractor shall reimburse the Government for the amount 
of the fees, fines, penalties and all associated cost including attorney fees. 

2.4 Records and 
Reports 

Records and reports are listed in Section F of the solicitation.  The Contractor 
shall submit accurate and complete documents within the required 
timeframes. 
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Water 

 

1606000 - Water 
Spec Item Title Performance 

Objective 
Related Information Performance 

Standard 
3 Recurring 

Work 
The Contractor 
shall efficiently 
operate and 
maintain the Raw 
Water Supply, 
Water Treatment 
Plant and 
Distribution 
Systems to safely 
produce, treat and 
distribute quality, 
reliable potable 
water such that all 
potable water 
demand 
requirements are 
continually met. 
 
 

The Contractor has full 
responsibility to operate, 
maintain, and repair the entire 
Raw Water Supply, Water 
Treatment Plant, and Potable 
distribution systems to provide 
continuous service 24 hours per 
day, seven days per week. 
 
The current Raw Water Supply, 
Water Treatment Plant and 
Potable Distribution Systems 
Descriptions are provided in J-
1606000-02. 
 
The Contractor shall shut-down, 
restart, and perform operational 
checks on all equipment affected 
by both scheduled and 
unscheduled utility outages to 
include fire protection and fire 
suppression systems at no 
additional cost to the 
Government. 

Potable water is 
continuously and 
safely produced 
and distributed and 
meets minimum 
quality standards 
and demand 
requirements. 

3.1 Operation The Contractor 
shall operate the 
Raw Water Supply, 
Water Treatment 
Plant, and Potable 
Water Distribution 
Systems to 
efficiently and 
safely produce and 
distribute quality 
potable water to 
meet all potable 
water 
requirements, 24 
hours per day, 
seven days per 
week, throughout 
the contract period. 

Operation consists of “watch-
standing” or attendance type 
work by a sufficient staff of 
qualified persons during a 
specified time period to ensure 
safe, reliable, efficient 
production and distribution of 
drinking water. 
 
Operation of raw water supply, 
water treatment plant and 
distribution systems includes 
equipment and system 
components, such as, reservoirs, 
wells, water storage tanks, 
pumps, filters, chemical 
treatment, backflow preventers, 
valves and automatic controls, 
and includes tasks, such as, 
monitoring and regulation of 
equipment controls, maintaining 
operating records, logs, and 
reports, and examination, 
lubrication and minor adjustment 
of equipment and system 
components. 
 
The Contractor shall develop, 
update, and post in clear view 

Supply, Plant and 
Systems equipment 
and components 
are efficiently, 
safely and 
continuously 
operated per 
specified operating 
criteria to produce 
and distribute 
potable water to 
meet demand and 
minimum storage 
requirements. 
 
Unscheduled 
interruptions are 
minimized such 
that potable water 
quality and demand 
requirements are 
met 99.5 percent of 
the time annually. 
 

N69450-16-R-2111 
Regional Base Operation Support I (RBOSI) 

Naval Station Mayport, Florida

Page 250 of 330 
Amendment 0006



Section C – 1606000 
Water 

 

1606000 - Water 
Spec Item Title Performance 

Objective 
Related Information Performance 

Standard 
Standard Operating Procedures 
(SOPs) in accordance with 
NAVFAC MO 210, NAVFAC 
MO 117, consumptive use 
permits, Florida Administrative 
Code (FAC) Chapter 17, Local 
regulations, Manufacturer’s 
Operation and Maintenance 
Manuals, Florida Department of 
Environmental Protection 
(FDEP) 17-555.360, NAVMED 
P-5010, American Water Works 
Association (AWWA) M14 and 
M20, UFC 3-440-02N and 40 
CFR Section 141 and 
manufacturer’s 
recommendations.  SOPs shall 
be submitted per Section F. 
 
Water plants and distribution 
systems shall be efficiently and 
safely operated per NAVFAC 
MO 210, NAVFAC MO 117, 
consumptive use permits, Florida 
Administrative Code (FAC) 
Chapter 17, Local regulations, 
Manufacturer’s Operation and 
Maintenance Manuals, Florida 
Department of Environmental 
Protection (FDEP) 17-555.360, 
NAVMED P-5010, American 
Water Works Association 
(AWWA) M14 and M20, UFC 
and 40 CFR Section 141.   
 
Safe operation shall ensure that 
all water treatment plant 
equipment requiring operator-
attendance is staffed by trained, 
qualified personnel at all times 
of operation.  The KO shall be 
notified immediately if unsafe 
conditions are discovered.  The 
Notification of Unsafe 
Conditions Report shall be 
submitted per Section F. 
 
The volume of potable water 
produced shall meet demand and 
minimum storage capacity and 
pressure requirements as 
follows: Naval Station Mayport 
storage has two Potable Water 
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Water 

 

1606000 - Water 
Spec Item Title Performance 

Objective 
Related Information Performance 

Standard 
storage tanks. A two (2) million 
gallon tank and a one half (1/2) 
million gallon tank. Each tank 
shall be maintained at 70 percent 
capacity. Potable Water pressure 
shall be maintained at a 
minimum of 35 pounds per 
square inch gage (psig) at any 
demand point throughout the 
distribution systems. 
 
The average annual potable and 
irrigation water consumption is:  
Production              Irrigation       
 2007: 
346,938,000              70,948,000  
2008:  
286,434,100              42,750,500    
2009:  
291,818,000              35,728,200   
 
Operational Configuration 
Review: On a semi-annual basis 
the Contractor shall provide 
formal recommendations on 
changes to system operational 
configurations and relative cost 
of recommendation as well as 
cost savings by adopting 
recommendations. 

3.1.1 Water Quality The Contractor 
shall produce and 
distribute drinking 
water to ensure the 
specified water 
quality standards 
are met and in 
compliance with 
the regulatory 
operating permit. 
 

Water quality shall meet all 
Federal, state and local authority 
regulations, certifications and 
requirements, such as: NPDWR, 
40 CFR Part 143 (NSDWR), 
Department of Health, and 
AWWA, as applicable. 
 
The Contractor shall perform 
routine operational sampling per 
SOPs to maintain drinking water 
quality within specified 
standards. 
 
Minimum quantities and 
frequencies of on-site sampling 
and laboratory analyses of 
drinking water shall be 
performed per, operating permit, 
approved operating and 
maintenance manual and OMSI. 
 
Minimum quantities and 

Drinking water 
quality complies 
with the regulatory 
operating permit. 
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Water 

 

1606000 - Water 
Spec Item Title Performance 

Objective 
Related Information Performance 

Standard 
frequencies of off-site analyses 
of wastewater, generated by 
drinking water operations, shall 
be performed by an independent 
certified laboratory which shall 
meet all laboratory certification 
requirements per USEPA for 
Safe Drinking Water Act and 
local regulations. 
 
If water chemistry is confirmed, 
through independent laboratory 
analyses, not to be in compliance 
with quality standards, the 
Contractor shall immediately 
notify the KO, COR and UEM 
Branch Head and adjust the 
water chemistry within two days 
to meet all regulatory 
requirements. 
 
All laboratory analysis of water 
shall be reported to the 
Government monthly and made 
available for review within 4 
hours of request. 

3.1.1.1 Cross 
Connection 
Control 
Program 

The Contractor 
shall develop and 
implement a Cross 
Connection Control 
Program to ensure 
contaminated 
materials cannot 
enter the potable 
water supply. 

The Contractor shall submit a 
Cross Connection Control 
Program per Section F.  
 
The Contractor’s Cross 
Connection Control Program 
shall comply with Public Works 
Department Mayport, Florida 
Backflow Preventer and  
Cross-Connection Control 
Program, Florida Department of 
Environmental Protection, 
F.A.C. 62-555.900 and UFC 3-
230-02. 
 
The Contractor shall provide 
Cross Connection Control 
Program Reports per Florida 
Department of Environmental 
Protection, F.A.C. 62-555.900 
and submit completed reports 
per Section F. 

Cross Connection 
Control is 
accomplished per 
Contractor's 
Program and 
schedule. 
 
Cross Connection 
Control Program 
Reports provided 
per DEP 62-
555.900 F.A.C. 

3.1.2 Minimum 
Operator 
Attendance 

The Contractor 
shall provide a 
sufficient number 
of water treatment 
plant operators and 

All personnel operating the plant 
shall meet the training and 
certification standards in Spec 
Item 2.2.1.   

Minimum numbers 
and types of water 
treatment plant 
operators and 
support personnel 
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1606000 - Water 
Spec Item Title Performance 

Objective 
Related Information Performance 

Standard 
support personnel 
per shift to ensure 
efficient and safe 
operations of 
equipment 24 
hours per day, 
seven days per 
week.  

are provided per 
regulatory 
operating permit, 
approved 
Operations and 
Maintenance 
Manual or other 
technical reference 
that specifies 
minimum or 
recommended 
staffing levels. 
 
All water treatment 
plant operators, 
support personnel, 
and supervisory 
operators in direct 
responsible charge 
meet training and 
certification 
requirements 
specified in Spec 
Item 2.2.1. 

3.1.3 Operating 
Records, Logs, 
Reports and 
Procedures 

The Contractor 
shall prepare, 
submit and 
maintain operating 
records, logs and 
reports for in-
process tracking of 
plant output 
characteristics. 
 
The Contractor 
shall prepare and 
update operating 
procedures to 
reflect current 
operating processes 
and Plant and 
Systems 
configuration. 

The Contractor shall prepare, 
and submit operating records, 
logs and reports for in-process 
tracking of plant output 
characteristics per approved 
operating permit, 
LANTNAVFACENGCOMINST 
11300.4, approved SOP and 
UFC. The monthly Operating 
Records Report shall be 
submitted to the KO within 3 
working days following the end 
of the month during which work 
is performed and shall include 
copies of daily operating logs, 
chemical content, pressure 
readings, chemical dosages, 
filter backwash frequencies, flow 
rates, and other laboratory 
records, maintenance records, 
corrosion tests, personnel 
records, emergency condition 
records, and operating costs.  
The Contractor shall modify the 
Operating Records, Logs and 
Reports, as directed by the KO, 
at no additional cost to the 
Government. 
 

All required 
operating records, 
logs, reports and 
procedures are 
maintained current 
and complete and 
applicable copies 
provided to the KO 
within the specified 
times. 
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1606000 - Water 
Spec Item Title Performance 

Objective 
Related Information Performance 

Standard 
The Contractor shall provide the 
reports electronically utilizing 
DEP FORM 62.555.900(3) 
alternate. 
 
The Contractor shall prepare, 
update, and post in clear view 
for operators, written Standard 
Operating Procedures within 30 
days from contract start and five 
days after making changes to 
any Plant operating procedure, 
equipment and components. 
 
The Contractor shall submit a 
condition report of the systems 
to the KO weekly of repairs 
accomplished and any repairs or 
maintenance deferred along with 
scheduled future repairs 
including any material delivery 
dates and reasons why 
maintenance has been deferred. 

3.2  Integrated 
Maintenance 
Program 
(IMP) 

The Contractor 
shall develop and 
implement an IMP 
for the Raw Water 
Supply, Water 
Treatment Plant, 
and Potable Water 
Distribution 
Systems to ensure 
all equipment and 
components are in 
a safe, fully 
functional and 
operational 
condition and to 
sustain maximum 
life. 

The Contractor shall develop and 
submit an IMP per Section F. 
 
The IMP shall include the 
Contractor’s approach for 
integrated maintenance, 
including maintenance and 
inspection tasks, schedules for 
planned work accomplishment, 
job plans, plan for minimizing 
occurrence of repair and 
downtime, process for the 
identification of the need for 
repairs, and the process for 
scheduling and completing 
repair work.  
 
As part of the IMP, the 
Contractor is fully responsible 
for any individual occurrence of 
repair, including replacement up 
to the IMP limit of liability of 
$15,000 in direct labor and direct 
material cost for each piece of 
equipment per incident.  The 
Government will only pay for 
the portion of direct labor and/or 
direct material cost that exceeds 
the IMP limits of liability.  
 

IMP is 
accomplished per 
Contractor's 
incorporated 
Program and 
schedule. 
 
The Contractor’s 
IMP program shall 
ensure meters are 
properly 
maintained, 
installed, 
configured and 
accurately 
reporting to the 
DAS. 
 
When a problem or 
a need for repair is 
identified, the 
Contractor shall 
respond within 15 
minutes during 
normal working 
hours or within one 
hour after normal 
working hours 
following 
Contractor 
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1606000 - Water 
Spec Item Title Performance 

Objective 
Related Information Performance 

Standard 
The Contractor shall, per Annex 
2, notify the KO upon 
identification that the repair will 
exceed the liability limit listed 
above.  If the estimated cost of 
the repair exceeds the IMP 
liability limit, the Government 
may order the work under the 
non-recurring work section of 
this contract; however, the 
Government will only be liable 
for the amount of cost exceeding 
the IMP liability limit. 
 
Example: If an individual 
occurrence of repair requires 
$15,100 in direct labor and/or 
direct material cost, the 
Government may issue a task 
order in accordance with the 
non-recurring work portion of 
the contract for the $100 in 
direct labor and/or direct 
material cost that exceeds the 
IMP limit of liability. 
 
The Contractor shall perform all 
repairs, whether identified as 
part of their routine IMP 
accomplishment, QC 
inspections, or notification from 
the Government that a 
breakdown or malfunction has 
occurred.  
  
If the Government identifies a 
problem or a need for repair, the 
Government will contact the 
work reception desk.  Service 
trouble calls will not be issued 
for accomplishment of repairs on 
systems and equipment 
maintained under IMP.   
 
IMP shall include all equipment 
and components of the Raw 
Water Supply, Water Treatment 
Plant, and Potable Water 
Distribution Systems, such as, 
reservoirs, wells, water storage 
tanks, pumps, generators, back 
flow prevention devices, fire 
hydrants, filters, chemical 

discovery or 
Government 
notification and 
works continuously 
to completion.   
 
All repaired or 
replaced AMI 
meters meet all 
Government 
accreditation 
requirements for 
installation, 
configuration and 
communication to 
the DAS. 
 
Systems and 
equipment are 
maintained and 
repaired to sustain 
a fully functional 
and operable 
condition in 
accordance with 
OEM 
specifications. 
 
When repair is 
complete the 
facility, system, or 
equipment does not 
present any hazard 
or danger to 
personnel. 
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1606000 - Water 
Spec Item Title Performance 

Objective 
Related Information Performance 

Standard 
treatment, valves and automatic 
controls, and supply, plant and 
distribution systems piping, 
advanced metering infrastructure 
(meter, radio, all connections 
and communication to the Data 
Acquisition Server (DAS) 
including meter 
firmware/software), water 
meters, etc.   
 
The AMI minimum maintenance 
requirements are provided in J-
1606000-04. 
 
The Raw Water Supply, Water 
Treatment Plant and Potable 
Water Distribution Systems 
Plant consist of all building 
facilities used in conjunction 
with processing water. All 
facilities shall be maintained as 
part of the water systems, 
including needed maintenance 
and corrosion control to the 
facilities.  In addition, IMP shall 
include corrosion control 
performance on all equipment 
and finished appearance shall 
match existing coating as near as 
possible. 
 
IMP, inclusive of Preventive 
Maintenance (PM) repair and 
replacement, shall be performed 
per AWWA and ANSI 
Standards, OMSI, equipment 
O&M manuals, UFC 3-440-02N 
and equipment manufacturer's 
recommendations and 
commercially accepted practices. 
AMI meters shall only be 
replaced or repair with OEM 
parts to maintain accreditation 
standards. 
 
All System malfunctions and 
breakdowns requiring repair or 
replacement shall be responded 
to within 15 minutes during 
normal working hours and 
within one hour after normal 
working hours following 
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1606000 - Water 
Spec Item Title Performance 

Objective 
Related Information Performance 

Standard 
Contractor discovery or 
Government notification and 
worked continuously to 
completion.   
 
The Contractor shall submit a 
monthly IMP schedule, 
unaccomplished maintenance 
report, repair status report, and 
summary of maintenance and 
repair accomplished under the 
various maintenance programs 
report.  

3.2.1 Scheduled 
Outages 

The Contractor 
shall establish a 
scheduled 
outage/service 
disruption plan to 
ensure coordination 
with affected 
buildings and 
customers. 

The Contractor shall establish a 
scheduled outage plan/ service 
disruption plan and provide to 
KO within 15 days after contract 
start.  Outline the procedures and 
process to be followed before, 
during, and upon completion of 
the outage or service disruption.  
Include customer and building 
notification and coordination 
procedures, equipment 
preparation, operations and 
switching orders.  Program to 
include a generic plan and 
follow-up specific plans prior to 
each scheduled outage or service 
disruption.   
 
The Contractor shall provide 
specific plans for each outage or 
service disruption to KO for 
approval five days prior to 
outage.  Outages and service 
disruptions will normally be 
scheduled after normal working 
hours or weekends.  In the case 
of Government scheduled 
outage, the contractor will be 
informed as far in advance as 
time permits of dates and time of 
outage including outages 
scheduled by contractor for 
preventive, predictive and 
proactive maintenance.   
 
The Contractor shall restart and 
perform operational checks on 
all equipment affected by the 
outage or service interruption.  
There shall be no scheduled 

Scheduled outage 
plan/service 
disruption plan 
submitted to the 
KO within 15 days 
of contract start. 
 
No scheduled 
outage/service 
interruption 
without 
Government 
Approval. 
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1606000 - Water 
Spec Item Title Performance 

Objective 
Related Information Performance 

Standard 
outages without customer 
notification and approval.  

3.3 Inspection, 
Testing, and 
Certification 
Program 

The Contractor 
shall provide 
backflow 
prevention devices 
inspection, testing, 
and certification 
services to ensure 
they are safe, fully 
functional, and 
operational. 

The Contractor shall develop an 
Inspection, Testing, and 
Certification Program and 
Schedule, per section F. 
 
The Contractor shall submit an 
Inspection, Testing, and 
Certification Program Summary 
Report, per Section F.   
 
The Contractor shall perform 
any repairs up to specified 
maintenance program limit for 
repairs identified during 
preparation for and conduct of 
inspection, testing, and 
certification.  Refer to Spec Item 
3.2 for repair limits applicable to 
systems and equipment included 
in the IMP program.  

All certifications 
are current. 
 
Testing, inspection, 
and certification 
services performed 
and completed in 
accordance with 
the inspection, 
testing, and 
certification 
program and 
schedule. 
 
Testing, inspection, 
and certification 
services performed 
in accordance with 
applicable 
references. 

3.3.1 Backflow 
Prevention 
Devices 

The Contractor 
shall prepare, 
inspect, and test 
backflow 
prevention devices 
to ensure they are 
safe, fully 
functional, and 
operational. 

The Contractor shall comply 
with inspection, testing, and 
certification requirements of the 
applicable regulatory agency and 
UFC-3-230-02, UG-2029-ENV, 
and OPNAVINST 5090.1. 
 
The Contractor shall provide a 
five working days advance 
notification to the KO when 
backflow prevention devices are 
ready for testing and certification 
for coordination with the 
Government provided inspector. 
 
The Backflow Prevention 
Devices descriptions, including 
date of last inspection, testing, 
and certification is provided in J-
1601000-07. 

Testing, inspection, 
and certification of 
backflow 
prevention devices 
performed and 
completed in 
accordance with 
the Inspection, 
Testing, and 
Certification 
Program and 
Schedule. 
 
Backflow 
prevention devices 
are certified in 
accordance with 
UFC-3-230-02, 
UG-2029-ENV, 
and OPNAVINST 
5090.1. 
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1606000 - Water 
Spec Item Title Performance 

Objective 
Related Information Performance 

Standard 
4 Non-recurring 

Work 
Non-recurring work 
may be ordered 
utilizing DoD 
EMALL/FEDMALL 
in accordance with 
Section H or on a 
task order in 
accordance with the 
PROCEDURES 
FOR ISSUING 
ORDERS clause in 
Section G.  The 
order will specify 
the exact locations 
and types of work to 
be accomplished.  
The period of 
performance will be 
specified in each 
order. 

Refer to non-recurring work 
ELINs for task listings, 
descriptions and related 
requirements.  All periods of 
performance are measured from 
issue date of order to acceptance 
of the work.  Performance 
Standards for non-recurring 
work will be the same as those in 
Spec Item 3 where applicable. 
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Section C – 1700000 
BSVE 

1700000 – Base Support Vehicles and Equipment 
Spec Item Title 
1 General Information 
1.1 Concept of Operations 
2 Management and Administration 
2.1 Definitions and Acronyms 
2.2 Personnel 
2.2.1 Certification, Training, and Licensing 
2.3 Special Requirements 
2.3.1 Safety 
2.3.2 Permits and Licenses 
2.3.3 Audits and Inspections 
2.3.4 Special Vehicle Maintenance and Repair Requirements 
2.3.4.1 Established Priorities 
2.3.4.2 Allowable Downtime Standards 
2.3.4.3 Downtime Computation 
2.3.4.4 Temporary Suspensions of Downtime Standards 
2.3.4.5 Excessive Repairs 
2.3.5 Labor Requirements 
2.3.6 Fleet Size 
2.4 Records and Reports 
2.5 Warranty Management 
2.5.1 Certified Warranty vendor for Low Speed Vehicles (LSVs) 
2.5.2 GSA Certified Vendor 
2.6 Workmanship and Material Standards 
2.7 References and Technical Documents  
3 Recurring Work 
3.1 Operations 
3.1.1 WHE/MHE/ CESE Services 
3.2 Support Services 
3.2.1 Dispatch Services 
3.2.2 Operator Training, Testing and Licensing 
3.2.3 Maintenance Support Services for GSA Leased Vehicles  
3.2.4 Support Services for Received, Replaced and Reassigned GSA vehicles and Equipment  
3.3 Maintenance (Government Owned) 
3.3.1 New and Reassigned Vehicle and Equipment Service 
3.3.1.1 BSVE Accessories and Installation 
3.3.2 Preventative Maintenance, Inspection, Load Test and Certification Support of WHE, MHE, and 

AWP. 
3.3.3 Preventive Maintenance Inspections of CESE 
3.3.4 Repair of CESE, WHE, MHE, AWP and OHE.   
3.3.5 BSVE Trouble Calls 
4 Non-recurring Work 
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1700000 – Base Support Vehicles and Equipment 
Spec Item Title Description 
1 General 

Information 
The Contractor shall provide all labor, management, supervision, tools, 
material, and equipment required to perform Base Support Vehicles and 
Equipment services at Naval Station Mayport Jacksonville, Florida and the 
outlying areas supported by this command. 

1.1 Concept of 
Operations 

The intent of 1700000 BSVE is to specify the requirements for a 
transportation program consisting of vehicles and equipment maintenance and 
repairs, vehicle and equipment operations to include dispatch, Weight 
Handling Equipment (WHE)/Material Handling Equipment (MHE), 
Ordinance Handling Equipment (OHE), liquid movements, people 
movements, operator licensing and training, inspection and certification and 
specified administrative program management.   
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BSVE 

1700000 – Base Support Vehicles and Equipment 
Spec Item Title Description 
2 Management 

and 
Administratio
n 

 

2.1 Definitions 
and Acronyms 

Definitions and Acronyms are listed in J-1700000-01. 

2.2 Personnel The Contractor shall provide personnel with the qualifications, technical 
knowledge, experience and skills required for efficient operations within the 
BSVE function. 

2.2.1 Certification, 
Training, and 
Licensing 

BSVE operators shall comply with all Federal, state, and local laws and 
regulations regarding certification, training and licensing.  
 
Weight Handling Equipment (WHE) / Material Handling Equipment (MHE), 
Ordinance Handling Equipment (OHE), Civil Engineering Support 
Equipment (CESE) operators shall comply with the standards stated in 
NAVFAC P-300, NAVFAC P-307, NAVSUP-538 and NAVSEA OP-2239. 
 
Personnel working on electric vehicles shall be certified to work on the 
electrical components, assemblies and sub-assemblies. 

2.3 Special 
Requirements 

 

2.3.1 Safety Vehicles used for transporting ammunition, explosives, or other 
dangerous/hazardous material shall be marked and operated per NAVSEA 
OP-2239 and the rules and regulations prescribed by the Federal Motor 
Carrier Safety Regulations, U.S. Department of Transportation, Federal 
Highway Administration, Bureau of Motor Carrier Safety. 

2.3.2 Permits and 
Licenses 

The Contractor shall obtain all required permits, licenses, and authorizations 
to perform for the movement of overweight/oversized loads on public 
highways and comply with all the applicable Federal, state and local laws and 
regulations.  The Contractor shall submit copies of Permits and Licenses per 
Section F. 

2.3.3 Audits and 
Inspections 

The Contractor shall provide assistance and cooperation for all authorized 
transportation related inspections, internal reviews, and audits conducted by 
the Government.  The Government and other external agencies perform 
approximately five audits and inspections per year. 

2.3.4 Special 
Vehicle 
Maintenance 
and Repair 
Requirements 

 

2.3.4.1 Established 
Priorities 

The Fleet Inventories provided in Section J indicates the priority assigned to 
each piece of BSVE in the fleet.  The Government may change the priorities 
of up to 10% of the BSVE without a contract modification.  The Contractor 
shall perform maintenance and repair in accordance with the timeframes 
established in the following priorities: 
 
Priority 1 
Generally, Priority 1 BSVE includes emergency vehicles (ambulances, fire 
trucks, police sedans and pickups), utility boom bucket trucks, Weight 
Handling Equipment (WHE)/Material Handling Equipment (MHE), 
Ordnance Handling Equipment (OHE) and automobiles assigned to 
Commanding Officers and their staffs.  However, the KO may designate 
Priority 1 work without regard to the type of vehicle use.  Work on BSVE in 
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1700000 – Base Support Vehicles and Equipment 
Spec Item Title Description 

this category shall start immediately after being reported down or received in 
the shop during regular working hours, and within two hours after regular 
working hours.  In the event BSVE will be down more than 24 continuous 
hours, the Contractor shall notify the KO of the reason for the delay, action 
being taken to shorten the delay, and the estimated day and hour BSVE will 
be returned to service.  Excluding such delays, the Contractor shall work 
uninterrupted (24 hours per day, seven days per week) until 
maintenance/repair is complete. 
 
Priority 2 
Generally, Priority 2 BSVE includes designated buses, automobiles assigned 
to base tenant activity staffs, emergency service vehicles, cranes, and MHE.  
However, the KO may designate Priority 2 work without regard to the type of 
vehicle use.  Work shall be completstarted on BSVE in this category within 
two hours after being reported down or received in the shop during regular 
working hours, and within four hours after regular working hours.  In the 
event BSVE will be down more than 48 continuous hours, the Contractor 
shall notify the KO of the reason for the delay, action being taken to shorten 
the delay, and the estimated day and hour BSVE will be returned to service.  
Excluding such delays, the Contractor shall work uninterrupted (24 hours per 
day, seven days per week) until maintenance/repair is complete. 
 
Priority 3 
Work shall be completstarted on BSVE in this category within one working 
day after being reported down or received in the shop. 

2.3.4.2 Allowable 
Downtime 
Standards 

The Contractor shall manage the overall maintenance effort so BSVE 
downtime does not exceed the allowable downtime standards specified 
herein.  For the purpose of computing downtime, regular working hours is 
defined as eight hours per day, Monday through Friday, except observed 
Federal holidays.  Downtime shall be measured by individual Shop Repair 
Order as well as by Allowable Downtime by Individual Alpha Group. 
 
Downtime per Shop Repair Order: 
Downtime hours per shop repair order shall not exceed the Allowable 
Individual Downtime by Alpha Code specified in J-1700000-03.   
 
Downtime per Individual Alpha Group: 
Downtime hours per individual alpha group shall not exceed 10% of the total 
available hours per individual alpha group per month (invoice period).  For 
any given alpha group, the total hours of availability per month equals the 
total number of units in the group times the number of regular working hours 
per month. 

2.3.4.3 Downtime 
Computation 

Downtime computation shall start immediately when a vehicle is reported 
down; regardless of the Priority identified.  
 
Any time period that BSVE is returned to the Contractor for rework shall be 
included in the downtime computation.  Any time period BSVE is under the 
control of the Government shall not be included in the downtime 
computation.  If the Government elects to have work performed by other than 
the Contractor, any downtime associated with such performance will not be 
included in the downtime computation.  When computing downtime, 
fractions of hours shall be rounded to the nearest hour (less than 30 minutes = 
0, 30 minutes or more = one hour). 
 

N69450-16-R-2111 
Regional Base Operation Support I (RBOSI) 

Naval Station Mayport, Florida

Page 264 of 330 
Amendment 0006



Section C – 1700000 
BSVE 

1700000 – Base Support Vehicles and Equipment 
Spec Item Title Description 

Examples of downtime computation for individual Service Repair Order: 
Scenario 1: 

Background: 
N9812345 is a Low Speed Vehicle with an EC of 0905 and under 
the Alpha Code Z (LSV) and is a Priority 3 asset. 
 
Situation: 
The Asset is reported down at 10:00 hours on April 1, 2016 and the 
Work Order was completed at 09:00 hours on August 3, 2016.  The 
asset is returned without any Downtime infraction. 

 
Scenario 2: 

Background:  
N9812456 is a Low Speed Vehicle with an EC of 0905 and under 
the Alpha Code Z (LSV) and is a Priority 3 asset. 
 
Situation: 
The Asset is reported down at 10:00 hours on April 1, 2016 and the 
Work Order was completed at 12:00 on April 4, 2016. The asset is 
returned without meeting the allowable downtime by Individual 
Alpha Code for an individual service repair order. (Work Order 
exceeded the 24 maximum allowable hours for individual Alpha 
Code Z (LSV). 

 
Examples of downtime per Individual Alpha Group:  

1) Available Hours = number pieces of equipment per Individual Alpha 
Code * eight hours per day * number of working days in the month.  
 
Example: 
50 pieces of equipment identified within Alpha Code Z * eight hours 
per day * 21 working days in April 2016 = 8,400 Available Hours. 
 

2) Downtime Hours = 10 pieces of equipment identified within Alpha 
Code Z had 400 total hours of downtime. 
 
Percentage of Alpha Code Z Downtime: 
400 total hours of downtime / 8,400 Available Hours = 4.8 % of 
Downtime  

2.3.4.4 Temporary 
Suspensions of 
Downtime 
Standards 

When the Contractor experiences a delay in material receipt that will cause 
the individual unit downtime of a particular unit to exceed the allowable time, 
the Contractor shall submit a Temporary Suspension of Downtime 
Accumulation per Section F.  Written requests shall include a copy of a 
purchase order showing the material order date and expected delivery date, 
and information demonstrating the lack of required material is beyond the 
Contractor's control.   
 
Downtime suspensions will not be approved if the material in question should 
have been stocked in adequate quantities to meet expected demand was not 
ordered to allow for adequate vendor lead times, or if the shipping method 
used to transport the material causes/contributes to the delay.   
 
If granted, suspension of downtime accumulation will only cover the period 
from the date/time the Contractor's written request was provided to the KO to 
the date/time the material is received.  The Contractor shall notify the KO 
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immediately upon receipt of the material, and provide written documentation 
showing date and time of receipt. 

2.3.4.5 Excessive 
Repairs 

The one-time repair limits set forth in Appendix F of NAVFAC P-300 do not 
apply.  The Contractor shall perform all repairs, regardless of the cost of the 
repair or age of the BSVE.   
 
Any BSVE that exceeds NAVFAC P-300 life expectancies shall be 
maintained as if it were in its last year of life expectancy.  For example, an 
eight-year old BSVE Code (EC) 0313 pickup truck shall receive the same 
level of maintenance as a six-year old pickup truck. 

2.3.5 Labor 
Requirements 

Chilton Labor Guide, Mitchell Mechanical Parts/Labor Estimating Guide, or 
similar estimating sources shall be used for determining the number of flat 
rate hours required to complete the scope of work.  Total labor cost will be 
determined by totaling the number of flat rate hours and then multiplying by 
the flat rate hour unit price. 

2.3.6 Fleet Size Fleet size shall be based upon the actual quantity of equipment in the fleet at 
a given time, and is not a cumulative total of the equipment maintained 
throughout the contract.  The number of BSVE may vary as much as 5% 
without a contract modification.   
 
The contract inventory will be adjusted semiannually based on actual 
inventory that has been in the Governments CMMS for a minimum of 60 
days.  Each modification shall reset the 5% variance allowance.     
 
Contractor acquired equipment provided to offset non-availability when the 
Contractor exceeds maximum allowable downtime standards shall not be 
considered additions to the fleet.   
 
Each item of equipment pending removal from the fleet, and its designated 
replacement, shall be counted as a single unit for inventory purposes while 
the replacement unit is prepared for service (e.g., corrosion protection, 
equipment installation, marking, and record establishment).  Repairs to keep 
equipment safe and reliable while pending disposition shall be required. 

2.4 Records and 
Reports 

The Contractor shall maintain BSVE, CESE, AWP, MHE, and WHE records 
and reports in accordance with NAVFAC P-300, NAVFAC P-307 and 
NAVSUP 538.  Such records include the following: 
a.  Individual vehicle/equipment history jackets     
b.  Accident damage repair estimates 
c.  Vehicle repair status 
d.  Annual safety and reliability inspection checklists 
e. Enter/maintain monthly mileage report from activity in MAXIMO 
 
The Contractor is responsible for validation, accountability and accuracy of 
CESE, MHE, and WHE documents and CMMS data fields.  Records shall 
conform to the directives set forth by NAVFAC HQ, NAVFAC-SE, and 
CMMS reference guides.  All physical and digital records are subject to Navy 
Audit’s and evaluations.  The Contractor shall ensure reports and data are 
accurate, on time and completed in   the Governments Computerized 
Maintenance Management Systems on a daily basis. 
 
The Contractor shall submit BSVE Availability Reports per Section F.  At a 
minimum, BSVE Availability Report shall include the USN, ECC, Make, 
Model, justification for BSVE, MHE, or WHE is out of service, and the date 
and time it will be returned to service. 
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The Contractor shall submit accurate and complete documents within the 
required timeframes per Section F. 

2.5 Warranty 
Management 

The Contractor shall provide Warranty Management in accordance with the 
requirements identified in Annex 0200000. 
 
The start date of warranties is assumed to be the birth certificate date of each 
vehicle.   
 
The Contractor shall be responsible for transporting vehicles under warranty 
to and from the applicable repair facility where the warranty work will be 
performed.   

2.5.1 Certified 
Warranty 
vendor for 
Low Speed 
Vehicles 
(LSVs) 

The Contractor may at their own option, become a Certified Warranty vendor 
for LSVs. 
 
If the Contractor elects to perform the Warranty Work the contractor is 
responsible for collecting payment for the work from Vendors.  The cost of 
this work shall not be included in the Recurring Work Portion of this 
contract. 

2.5.2 GSA Certified 
Vendor 

The Contractor may at their own option, become a GSA Certified 
Maintenance Vendor.  
 
If the Contractor elects to perform the GSA Fleet maintenance and repairs, 
the contractor is responsible for collecting payment for the work through the 
GSA normal process.  All GSA Fleet Vehicles has an assigned Commercial 
GSA Credit Card.  The cost of this work shall not be included in the 
Recurring Work Portion of this contract. 

2.6 Workmanship 
and Material 
Standards 

The Contractor shall be responsible for maintaining all BSVE (to include 
CESE, WHE, MHE and support equipment), identified in this technical sub-
annex to a standard that prevents deterioration beyond that which results from 
normal wear and tear and corrects deficiencies in a timely manner to assure 
full life expectancy of the BSVE (to include CESE, WHE, MHE and, and 
support equipment).  Best commercial practices shall be applied in the 
performance of work.  All work shall be completed per approved equipment 
manufacturers’ and accepted industry standards and shall comply with safety 
codes, applicable activity, local, state, and federal regulations, and other 
technical requirements identified within this technical sub-annex. 
 
Workmanship for maintenance and repair shall include all work necessary to 
safely return BSVE (to include CESE, WHE, MHE and support equipment) 
to service, including corrosion control and operational checks.  Workmanship 
includes repair of coating systems damaged during maintenance or repair.  
Upon completion of work, the Contractor shall ensure all BSVE (to include 
CESE, WHE, MHE and support equipment) are free of  missing components 
or defects which would affect the safety, appearance or operation of the 
BSVE (to include CESE, WHE, MHE and support equipment) or would 
prevent any electrical, mechanical, or structural system from functioning in 
accordance with design intent.  Repairs shall be made in accordance with the 
manufacturers’ specifications and guidelines. The quality of repairs shall 
meet the applicable standards and shall prevent any malfunction 
reoccurrences caused by poor workmanship or other contractor inadequacies.  
The quality of the repaired areas shall be fully compatible with adjacent 
surfaces or equipment.  Except where otherwise specified, replacements shall 
match existing components and interior and exterior paint/coating in 
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dimensions, finish, color, design, and functionality and shall have an 
appearance similar to the original finished appearance with only minor 
unobjectionable deterioration resulting from normal use. 
 
The Contractor shall not allow debris to spread unnecessarily into adjacent 
areas nor accumulate in the work area.  All such debris, excess material, and 
parts shall be cleaned up and removed at the completion of the job and at the 
end of each day work is in progress.  Upon completion of work, any stains 
and other unsightly marks shall be removed. 
 
The Contractor shall secure and organize all tools, equipment and materials 
(used and un-used); to prevent loss and ensure a clean and safe working 
environment in the immediate working area as well as all adjacent areas   The 
Contractor shall adequately secure all material stored on cranes and other 
vehicles and equipment to prevent injury from overhead falling objects and 
debris.  
 
Detailed Appearance Standards are provided in J-1700000-09. 

2.7 References 
and Technical 
Documents  

References and Technical Documents are listed in J-1700000-02.  
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Performance 
Standard 

3 Recurring 
Work 

The Contractor 
shall develop and 
implement a 
comprehensive 
industrialized 
transportation 
program consisting 
of CESE, MHE, 
and WHE 
management, 
operations, 
maintenance, 
repair, and 
alteration to ensure 
efficient, safe and 
reliable CESE, 
MHE, and WHE 
services such that 
all CESE, MHE, 
and WHE 
requirements are 
continually met.   

The Contractor shall comply 
with federal, state, local 
regulations, applicable 
instructions, publications, 
manuals, directives, 
manufacturer’s specifications 
and recommendations. 
 
GSA Fleet Inventory is provided 
in J-1700000-04. 
 
CESE Fleet Inventory is 
provided in J-1700000-05. 
 
Material Handling Equipment 
(MHE) Fleet Inventory is 
provided in J-1700000-06.   
 
Weight Handling Equipment 
(WHE) Fleet Inventory is 
provided in J-1700000-07. 
 
WHE Monthly Checklist 
provided in J-1700000-08. 

CESE, MHE, and 
WHE management, 
operation, 
maintenance, repair 
and alteration 
services comply 
with federal, state, 
local regulations, 
applicable 
instructions, 
publications, 
manuals, 
directives, 
manufacturer’s 
specifications, and 
recommendations.  
 
CESE, MHE, and 
WHE are safe, 
reliable and CESE, 
MHE, and WHE 
requirements are 
continually met. 

3.1 Operations The Contractor 
shall operate BSVE 
to ensure supplies 
and personnel are 
transported and 
requested services 
are performed. 

Provide the proper vehicles, 
equipment, materials, licensed 
personnel and, tools for the work 
requested. 
 
The Contractor shall mark and 
operate vehicles used for 
transporting ordnance, hazardous 
materials and other dangerous 
articles in accordance with 
NAVSEA OP-2239, Federal 
Motor Carrier Safety 
Regulations, U.S. Department of 
Transportation, Federal Highway 
Administration and Bureau of 
Motor Carrier Safety and other 
applicable rules and regulations. 

Operation 
functions are 
performed with the 
proper equipment 
and within 
designated time in 
a safe and efficient 
manner. 
 
Operators are 
properly qualified 
and licensed 
 
Permits are 
obtained prior to 
scheduled 
performance. 
 
Vehicles and 
equipment 
markings are in 
compliance. 

3.1.1 WHE/MHE/ 
CESE Services 
 

The Contractor 
shall provide 
WHE/MHE/CESE 
services when 
dispatched to 
accomplish the 
ashore and afloat 

Operating personnel shall have 
experience in operating cranes of 
the size and capability used to 
perform the work and the 
necessary safety precautions 
required per the NAVFAC P-
307.  

Appropriate 
equipment and 
qualified operators 
and support 
personnel are 
provided within 30 
minutes of the 
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missions such as 
but not limited to 
on/off load of 
detachments and 
materials to ships, 
provide brow/tower 
services, shore 
power, forklift 
services, crane 
services, etc.  
 

 
Crane operators/riggers must 
receive training for ordnance 
handling procedures.  As a 
minimum two (2) qualified crane 
operators must also be trained 
and certified to load/unload 
vertical launch systems (VLS).  
Initial training is provided in 
California (approximately 3 
days) and annual recertification 
is provided locally both at the 
Contractor’s expense.  The 
Contractor performing services 
involving ammunitions and 
explosive materials on behalf of 
the Government will have an 
established explosive handling 
personnel qualification and 
certification program per 
OPNAVINST 8023.24B. 
 
The Contractor shall comply 
with crane weight restrictions 
and weight lifting capacity of 
piers at Naval Station Mayport.  
Crane operators shall be trained 
and licensed to operate crane per 
the NAVFAC P-307 and 
NAVFAC P-300.   
 
Crane riggers/signalman shall be 
trained and qualified to signal a 
crane per the NAVFAC P-307.  
Every crane operation shall have 
as minimum one crane operator, 
and one rigger.  The Contractor 
shall provide additional riggers 
as needed to ensure safe crane 
operation (particularly for 
ordnance work, high work lifting 
personnel).  The Contractor may 
receive assistance from qualified 
shipboard personnel:  However, 
the Contractor cannot be 
guaranteed such assistance and 
is responsible for completing 
jobs with its’ own workforce. 
 
For all crane jobs the Contractor 
shall be on site in sufficient time 
to inspect the equipment and 
rigger gear, position the crane, 

request or by the 
requested 
scheduled time, 
and necessary 
permits obtained. 
 
Services and tasks  
shall be completed 
in accordance with 
applicable statutes 
and publications, 
i.e. personal 
protective 
equipment (PPE) is 
worn, ODCL 
completed 
accurately, 
certified/appropriat
e rigging for job, 
etc). 
 
No lifts shall be 
delayed due to 
unavailability of 
rigging gear/lifting 
devices or lack of 
qualified 
personnel.  No jobs 
shall be deferred 
due to lack of 
qualified personnel 
or availability of 
equipment.   
 
Copy of the 
Crane/Equipment 
Daily Log schedule 
provided prior to 
the start of work 
for each day, or 
within one (1) hour 
of rescheduled or 
additional work. 
 
All inspections 
(rigging gear, 
ODCL, etc.) 
completed on 
schedules. 
 
Cranes to be 
stowed per the 
OEM 

N69450-16-R-2111 
Regional Base Operation Support I (RBOSI) 

Naval Station Mayport, Florida

Page 270 of 330 
Amendment 0006



Section C – 1700000 
BSVE 

1700000 – Base Support Vehicles and Equipment 

Spec Item Title 
Performance 
Objective Related Information 

Performance 
Standard 

and make all preparation such 
that the Contractor is ready at 
the time requested by the 
customer to perform the first lift. 
 
Services are required 24 hours 
per day, 7 days per week.  
However, the Contractor shall 
respond to services due to 
emergencies or urgent 
operational requirements within 
two hours of receipt of 
notification.  
 
Ship movements shall have 
priority over all other types of 
lifts.  Ordnance loading and 
unloading shall have priority 
over general cargo lifting. 
 
The Contractor shall meet safety 
and operation standards for 
crane services and shall have a 
certificate of load test and 
condition inspection on the crane 
at all times and that the crane 
and rigger gear are in 
compliance with the NAVFAC 
P-307. 
 
The Contractor shall fully 
cooperate with all Government 
incident/accident investigations 
and shall provide all requested 
information for the Crane 
Accident Review Board (CARB) 
following crane accidents and 
incidents.  After a weight 
handling incident or crane 
accident, the operator shall be 
prohibited from operating a 
crane until after the weight 
handling incident has been 
reviewed.  The Government will 
make the determination when an 
operator can continue to operator 
cranes under this Contractor. 
 
The Contractor shall provide and 
maintain a sufficient inventory 
of slings, straps, and lifting 
devices.  All rigging equipment 
shall comply with the NAVFAC 

requirements. 
 
No more than two 
(2) valid 
complaints per 
month. 
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P-307 requirements.  Maintain a 
serialized record of slings and 
lifting devices.  Test all new 
slings and lifting devices per the 
NAVFAC P-307.  Destroy all 
unsafe slings and lifting devices. 
 
Perform inspection of category 3 
cranes to include bridge, 
monorail, pillar jib, fixed, once 
each calendar month in 
accordance with the NAVFAC 
P-307 using the Operator 
Monthly Check List (OMCL) J-
1700000-03. 
 
Cranes will be washed monthly.  
All wash water from crane 
washing and other large 
equipment shall drain into the 
sewer system.  Discharge of 
wash water to the storm drain is 
prohibited. 
 
The Government anticipates that 
it will take  between three to four 
cranes to provide service 
routinely, with the ability to 
surge to six cranes 
approximately five times per 
year to support exigencies (e.g., 
ship sorties as a result of 
inclement weather/hurricanes, 
etc.).  As a minimum the 
Contractor shall have four full 
time crane operators and four 
full time riggers making four 
crane crews however, the 
workload/requirements specified 
are not limited by the minimum 
number of crane crews. The 
Contractor must perform all 
workload specified including 
exigencies. 
 
The Government has the right to 
reassign mobile crane(s) for full 
time assignment to a customer to 
include full time crane crew(s). 
 
Necessary permits for the 
movement of 
overweight/oversized loads on 
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public highways shall be 
obtained. 
 
Vehicles used for transporting 
ammunition, explosives, or other 
dangerous/hazardous material 
shall be marked and operated per 
NAVSEA OP-2239 and the rules 
and regulations prescribed by the 
Federal Motor Carrier Safety 
Regulations, U.S. Department of 
Transportation, Federal Highway 
Administration, Bureau of Motor 
Carrier Safety. 
 
Historically, there have been 
approximately 1,720 
WHE/MHE/CESE Services 
annually.  Historically, 
WHE/MHE/CESE Services 
average approximately four 
hours each. 

3.2 Support 
Services 

The Contractor 
shall provide 
BSVE support 
services to ensure 
that the service 
requirements are 
met. 

 Support services 
are performed in an 
efficient, accurate, 
and timely manner. 

3.2.1 Dispatch 
Services 

The Contractor 
shall provide 
dispatch services 
for C-Pool assets to 
ensure vehicles and 
equipment are 
dispatched in a 
timely manner. 

The Contractor shall provide 
dispatching services during 
Government regular working 
hours to support customer 
requirements. 
 
Dispatch Process and Procedures 
are provided in J-1700000-10.  
 
Dispatch Process and Procedures 
are reviewed and updated 
periodically.  The Contractor 
shall implement any future 
versions of Dispatch Process and 
Procedures at no additional cost 
to the Government. 
 
Permissible Operating Distance 
(POD) requests shall be 
approved by the Government. 
 
Upon delivery of commercially 
leased equipment the Contractor 
shall inspect the equipment for 

Dispatch service is 
provided during 
Government 
regular working 
hours. 
 
CESE, MHE, and 
WHE are assigned 
in compliance with 
activity instruction. 
 
Dispatch clean, 
safe, reliable, 
fueled, and 
properly suited 
vehicles within 
specified time 
periods. 
 
NAVFAC Forms 
11260/4, 9-
11240/13, SF-91 
and Equipment 
Dispatch Logs are 
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safety and appearance.  The 
Contractor shall note any 
discrepancies and reject all 
equipment that does not meet 
safety or appearance standards.  
At the time the equipment 
becomes available the 
Contractor shall contact the 
customer and complete the 
dispatching as required. 
 
Vehicles and equipment 
dispatched are inspected at 
check-out and check-in, and 
discrepancies are noted by the 
operator on NAVFAC Form 
11260/4, NAVFAC Form 9-
11240/13 or Operator’s 
Inspection and Trouble report,   
as applicable.   
 
The Contractor shall ensure 
compliance with GSA Fleet 
Guide and Accident Reporting. 
 
In the event the Government’s 
CMMS is not operational; 
Vehicles and equipment shall be 
dispatched with the required 
Motor Equipment Utilization 
Record DD Form 1970 provided 
in J-1700000-11.  The 
Contractor shall enter all manual 
dispatches in the Government’s 
CMMS within one business day 
at the time the system becomes 
operable. 
 
Vehicles to be dispatched shall 
include C-Pool vehicles to 
include vehicles acquired 
through the Short Term Rental 
Program. 
 
Ensure that Class C-Pool, and 
Rental vehicles are for use by 
Government personnel only.   
 
The Contractor shall ensure 
operators complete SF-91 if 
involved in an accident. 
 
Historically, approximately 960 

accurate, complete 
and available for 
review (electronic 
and/or hardcopy) 
with four hours of 
request. 
 
Completed 
customer comment 
cards submitted to 
the KO weekly. 
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C-Pool Dispatches have been 
performed annually. 

3.2.2 Operator 
Training, 
Testing and 
Licensing 

The Contractor 
shall provide 
operator training, 
testing and 
licensing services 
to ensure all 
licensed activity 
personnel who will 
be operating CESE 
or WHE/MHE are 
fully qualified. 

The Contractor shall provide 
operator training, testing and 
licensing services for all military 
and Government civilian 
personnel who will be operating 
Civil Engineering Support 
Equipment (CESE), Weight 
Handling Equipment (WHE) or 
Material Handling Equipment 
(MHE). 
 
Operator testing services shall 
include written and operational 
testing. 
 
License applicants will provide 
proof of appropriate physicals 
and credentials. 
 
Training, testing and licensing is 
performed in accordance with 
NAVFAC P-300 for CESE 
operators, NAVFAC P-307 for 
WHE operators and NAVSUP 
P-538 for MHE operators.  
Prepare operator-licensing 
jackets in accordance with 
NAVFAC P-300, NAVFAC P-
307 and NAVSUP P-538.  
Operator licensing jackets shall 
be provided to the KO and COR 
within four hours of request. 
 
The Contractor shall maintain 
training files and notify the KO 
and certifying official 90 days 
prior to expiration of license. 
 
Historically, approximately 650 
Licenses have been issued 
annually. 

Training, testing 
and licensing is 
performed in 
accordance with 
applicable 
regulations. 
 
Appropriate license 
is issued within 24 
hours of passing 
testing 
requirements. 
 
Records are 
accurate and 
available within 
four hours of 
request. 
 
 

3.2.3 Maintenance 
Support 
Services for 
GSA Leased 
Vehicles  

The Contractor 
shall coordinate 
and schedule 
required 
maintenance and 
repairs with a GSA 
Certified Vendor; 
to ensure 
maintenance is 
kept up to date and 

The Contractor shall transport 
vehicle to and from the service 
provider and return vehicle to 
Transportation Department. 
 
A commercial Fleet Services 
card will be issued for each GSA 
vehicle and shall be used by the 
Contractor for the purchase of 
fuel and minor maintenance and 

Vehicles are picked 
up from the 
customer and 
dropped off at the 
MCC or service 
provider and 
returned to the 
customer as 
scheduled. 
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repairs are 
performed 
expeditiously.  

repair services.  
 
The Contractor shall submit a 
GSA Mileage and Fuel Usage 
Report per Section F. 
 
The Contractor shall ensure 
preventive maintenance, repairs, 
recalls and warranty work is 
performed at the intervals 
specified by GSA, Fleet MCCs 
and approved service providers. 
 
Prepare and submit Shop Repair 
Orders in Government CMMS 
for all work performed on 
vehicles and equipment and 
maintain copies in each history 
file. 
 
Unscheduled repairs must be 
authorized by the MCC. 
 
GSA Fleet Inventory is provided 
in J-1700000-04 

Records and 
Reports are 
updated in the 
Government 
CMMS.  
 
Mileage and fuel 
usage reports 
submitted as 
required. 
 
Preventive 
maintenance is 
performed at the 
intervals specified 
by GSA, Fleet 
MCC’s and 
approved service 
providers.  
 
 

3.2.4 Support 
Services for 
Received, 
Replaced and 
Reassigned 
GSA vehicles 
and Equipment  

Provide Support 
Services for Newly 
Received, 
Replaced and/or 
Reassigned GSA 
Vehicles and 
Equipment; to 
ensure satisfactory 
operation. 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

The work includes GSA vehicles 
and Equipment for Government 
use.  
 
The contractor shall pick up and 
drop off newly received, 
reassigned and replaced GSA 
vehicles and equipment at the 
GSA staging Area. The 
contractor shall also perform 
other in-service and turn-in duties 
to include vehicle preparation 
and administrative functions. 
 
For received vehicles and 
equipment: 
 
Establish new History Jacket, 
perform an in-service Shop 
Repair Order (SRO); perform an 
initial safety inspection; if 
problems identified, prepare a 
Quality Deficiency Report. 
 
Clean windows; ensure the 
installation of all parts/equipment 
shipped with vehicle; ensure all 
fluid levels and tire pressures; 

New Vehicles and 
Equipment is picked 
up and Replaced 
Vehicles and 
Equipment are 
dropped off at GSA 
Staging Area. 
 
History Jackets are 
established. 
 
New vehicles and 
equipment are 
delivered and 
serviced on time. 
 
Reassigned vehicles 
are serviced as 
required.  
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Spare Keys shall be locked and 
secured with history jacket.  
 
Pick up new vehicles from the 
GSA staging area and complete 
in-service preparation within two 
working days of notification of 
arrival. 
 
Ensure the presence of technical 
and parts manuals and ensure that 
accident reporting kits are in each 
GSA vehicle and coordinate all 
warranty requirements with the 
manufacturer or leaser. 
 
For GSA Reassigned Vehicles 
and Equipment: 
 
Ensure that the vehicle is up to 
date with Preventative 
Maintenance requirements.  
 
Note: The amount of GSA 
replacements may vary from year 
to year; however the Government 
anticipates an estimated average 
of 20 assets per year.  

3.3 Maintenance 
(Government 
Owned) 

The Contractor 
shall maintain, 
repair and alter 
Government owned 
vehicles and 
equipment to 
ensure they are in 
fully operational 
condition. 

The Contractor shall submit an 
annual and a monthly 
Maintenance Schedule per 
Section F. 
 
The Contractor shall perform 
preventative maintenance, 
repairs, safety and condition  
inspection, testing, and 
certification, and provide 
engineer support services as 
required on CESE, WHE, MHE, 
and  Aerial Work Platforms 
(AWP) in accordance with the 
manufacturer’s specifications 
and recommendations, 
NAVFAC P-300, NAVFAC P-
307, NAVSUP P-538, applicable 
ANSI Standards (e.g.; ANSI 
92.2 etc.), and NAVSEA 
SWO23, NAVFSEA OP5, AH-
WHM-010. 
 
The Contractor shall manage the 
overall maintenance effort so 

Monthly 
maintenance 
schedule provided 
as required. 

 
Adequate parts are 
available to 
expedite 
maintenance 
repairs. 
 
Records, data, and 
reports are accurate 
and completed in 
the Government’s 
CMMS. 
 
Downtime 
Standards and 
Vehicle Priority 
Standards are met. 
 
Shop Repair Orders 
are accurate and 
completed in the 
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equipment downtime does not 
exceed the allowable downtime 
standards.   
 
Maintenance and repair 
functions are performed in 
accordance with manufacturer 
specifications and 
recommendations,  
 
Prior to proceeding with any 
single maintenance or repair 
estimated to exceed the 
Recurring work limits of liability 
specified below. Selective 
exchange of parts between 
vehicles and/or equipment must 
be authorized by the KO. 
 
Ensure adequate parts are 
available to expedite 
maintenance repairs in order to 
meet allowable downtime 
standards.   
 
Maintain on site, and update 
hard copies of documents filed at 
the Transportation Maintenance 
Technical Library for 
Government owned and Other 
Leased Vehicles and Equipment. 
 
Properly mark vehicles and 
equipment as required so that 
vehicle identification markings 
are clear and visible at all times 
in accordance with NAVFAC P-
300 and P-307 
 
Maintain vehicle and equipment 
history files (hardcopy) for life 
of all units serviced under this 
contract. 
 
Prepare and submit Shop Repair 
Orders in Government CMMS 
for all work performed on 
vehicles and equipment and 
maintain copies in each history 
file. 
 
CESE, MHE, WHE and are 
maintained in accordance with 

Government’s 
CMMS.  
 
Vehicles and 
equipment are 
properly marked in 
accordance with 
NAVFAC P-300, 
NAVFAC P-307 
and NAVSUP 538. 
 
Maintenance and 
repair functions are 
performed in 
accordance with 
manufacturer 
specifications and 
recommendations, 
NAVFAC P-300, 
NAVFAC-P307, 
NAVFAC-P301 
and NAVSUP 538. 
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OEM recommendations. 
 
Provide all tools, testing 
equipment, technical training 
and technical related data 
necessary to service and 
maintain new or used vehicles 
and equipment throughout the 
contract.  The Government may 
replace vehicles and equipment 
throughout the contract with 
newer units, which may change 
in mix, manufacturer, model, 
and types. The Contractor is 
responsible for in-service and 
maintaining these replaced units 
under the requirements. 
 
An individual occurrence of 
repair shall include all repairs 
identified by a single inspection.  
A single inspection includes but 
is not limited to the Operator’s 
Daily Checklist (ODCL), 
Operator Trouble Report, 
Preventive Maintenance (PM) 
inspection, Crane Condition 
Inspection Report (CCIR) and 
the Maintenance Inspection 
Specification Record (MISR).     
 
As part of corrosion control the 
Contractor shall prepare, refinish 
surfaces, and apply protective 
coatings and under-coating as 
required to prevent corrosion.  
Materials and application shall 
meet or exceed OEM 
specifications.  Repairs shall 
meet workmanship standards of 
Spec Item 2.2.6. 
 
The Contractor shall provide the 
required information to fill out 
the SF-120 for BSVE beyond 
economical repair. 
 
The Contractor shall provide and 
issue a Customer Comment card 
to the Customer when BSVE 
maintenance or repair is 
performed. 
 

N69450-16-R-2111 
Regional Base Operation Support I (RBOSI) 

Naval Station Mayport, Florida

Page 279 of 330 
Amendment 0006



Section C – 1700000 
BSVE 

1700000 – Base Support Vehicles and Equipment 

Spec Item Title 
Performance 
Objective Related Information 

Performance 
Standard 

The Contractor shall input a 
Service Request Order and a 
Work Order in the Governments 
CMMS. The Work Order shall 
include actual labor hours, labor 
cost and material costs as well as 
all data fields in accordance with 
the Government CMMS 
requirements in Annex 0200000 
and Annex 1700000. 

3.3.1 New and 
Reassigned 
Vehicle and 
Equipment 
Service 

The Contractor 
shall perform new 
and reassigned 
vehicle and 
equipment services 
on all new and 
reassigned used 
vehicles added to 
the fleet to ensure 
proper and safe 
operation. 

The Contractor shall perform 
new and reassigned vehicle and 
equipment services. The 
Contractor shall develop the 
vehicle and equipment history 
jacket(s) in accordance with 
NAVFAC P-300, NAVFAC P-
307 and NAVSUP 538. The 
contractor shall perform any 
repairs discovered in initial 
inspection, testing in accordance 
with Spec Item 3.3.4 
 
New Vehicles 
Prepare history jacket, 
Preventive Maintenance (PM) 
record, and initial new service 
SRO; perform an initial safety 
inspection; clean windows; 
install parts/equipment shipped 
with vehicle; apply corrosion 
preventive compounds and 
under-coating, if not applied by 
the manufacturer; service all 
fluid levels and tire pressures; 
and apply appropriate vehicle 
markings as required. Spare 
Keys shall be locked and secured 
with history jacket.  
 
Reassigned Used Vehicles 
Service includes (if needed or 
within 30 days of scheduled PM) 
an oil change, tune-up, lube, 
reliability inspection, and repair 
of any deficiencies noted during 
the required inspections. Spare 
Keys shall be locked and secured 
with history jacket.  

Required services 
are correctly 
performed and 
completed within 
three working days. 
 
Records, Reports 
and data are 
accurate, on time 
and complete in the 
Governments 
CMMS 
 
 

3.3.1.1 BSVE 
Accessories 
and 
Installation 

The Contractor 
shall install, 
remove, and/or re-
install BSVE 

The Contractor shall install, 
remove, and/or re-install BSVE 
accessories.  Accessories 
includes but are not limited to 

Accessories are 
properly installed 
within three 
working days of 
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accessories to 
ensure accessories 
are installed in 
accordance with 
the manufacturers’ 
recommendations 
and BSVE are safe 
and fully 
operational. 

sirens, radios, lights, light bars, 
brackets, tow hitches, safety tow 
chains, weapons rack, pickup 
canopies, fenders, guards, and 
other accessories, and 
components as requested. 
 
Accessories will be provided by 
the Government for BSVE 
modifications and updated 
accessory installation. 
 
Historically, approximately 10 
BSVE Accessories and 
Installation have been performed 
annually with a single vehicle 
having multiple accessory 
installations.  Removal and 
installation is considered one 
occurrence of BSVE 
Accessories and Installation. 

request.. 
 
BSVE are returned 
safe, operable 
condition. 

3.3.2 Preventative 
Maintenance, 
Inspection, 
Load Test and 
Certification 
Support of 
WHE, MHE, 
AWP. . 

The Contractor 
shall perform 
Maintenance 
(Preventative, 
Interim), 
Inspection, Testing, 
and Certification of 
all WHE, MHE 
and AWP to ensure 
equipment is 
maintained in a 
safe and fully 
operational and 
certified condition 
at all times. 
 

The Contractor shall Inspect, 
test, and certify all WHE, MHE, 
and OHE at least annually and 
after an adjustment, repair, 
replacement, or  
alternation/modification of a 
load bearing or load controlling 
part in accordance with 
NAVFAC P-300, NAVFAC P-
307, NAVSUP 538, NAVSEA 
OP-5 and the equipment 
manufacturer's instructions and 
manuals. 
 
The Contractor shall provide an 
updated monthly 
PM/Certification schedule to 
include 100% of the identified 
WHE, MHE, OHE no later than 
the 25th calendar day of the 
previous month for PM’s due the 
following month. 
 
The Contractor shall submit a 
Maintenance Inspection 
Specification and Record for 
WHE to the KO for approval.  
Conduct condition inspection for 
WHE in accordance with 
NAVFAC P-300 and P-307. 
 
The Contractor shall perform 

Maintenance, 
Inspection and 
testing are 
performed per 
NAVFAC P-300, 
NAVFAC P-307, 
and the equipment 
manufacturer's 
instructions and 
manuals as 
specified. 
 
Certification is 
current and posted 
on equipment in 
full view of 
operator; copy 
provided to KO 
and a copy placed 
in history file 
within two working 
days. 
 
Repairs are 
identified and 
performed. 
 
Testing and 
certification are 
completed as per 
the Contractor’s 
Schedule. 
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preventative maintenance, 
interim maintenance and perform 
repairs found necessary as a 
result of any inspection/test, 
and/or maintenance deficiency. 
 
The Contractor shall support all 
related audits, evaluations, safety 
and condition inspections, and 
investigations from authorized 
Government audits and pre-
audits. The Contractor shall 
perform tasks such as rigging, 
operator, test director  and 
inspector duties; ensuring all 
equipment and program 
requirements are in full 
compliance; providing report 
responses within 20 days of 
report receipt in proper format 
and address all findings and 
observations with sound 
recommendations for correcting 
all discrepancies.  
 
Corrosion control inspection and 
prevention measures shall be 
performed as part of Preventive 
Maintenance. Corrosion Areas 
that existed prior to the PM and 
identified during the inspection 
shall be considered a repair.  
 
The Contractor shall submit a 
Schedule for Testing and 
Certification of the equipment 
listed the Fleet Inventories 
provided in Section J, per 
Section F.  Testing and 
Certification Qualifications, 
including names and 
qualifications of Contractor 
personnel performing load 
testing certification shall be 
submitted per Section F.  Post 
certifications signed by the 
certifying official on equipment 
after completion of Annual Load 
Test and in full view of operator 
with copies provided to the KO.  
 
The Contractor shall perform 
Monthly Operators Check List 

 
Rigging Gear is 
provided, tested 
and maintained in 
accordance with 
NAVFAC P307. 
 
SROs are accurate 
and complete. 
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(MOCL) on all bridge cranes. 
The Contractor shall perform 
repairs found necessary as a 
result of any safety and 
condition inspection/test.  The 
Government will be the 
Certifying Officer. 
 
The Contractor shall submit a 
Maintenance Inspection 
Specification and Record for 
WHE to the KO for approval.  
Conduct condition inspection for 
WHE in accordance with 
NAVFAC P-300 and P-307. 
 
The Contractor shall provide and 
test all rigging gear and 
equipment required for testing 
per NAVFAC P-307.The 
Contractor shall provide and 
maintain a sufficient inventory 
of slings, straps, and lifting 
devices.  All rigging equipment 
shall comply with the NAVFAC 
P-307 requirements.  Maintain a 
serialized record of slings and 
lifting devices.  The contractor 
shall test all new slings and 
lifting devices per the NAVFAC 
P-307 and destroy all unsafe 
slings and lifting devices. 

3.3.3 Preventive 
Maintenance 
Inspections of 
CESE 

The Contractor 
shall perform 
preventive 
maintenance (PM) 
inspections, 
including safety 
and reliability 
inspections for 
automotive 
vehicles and 
equipment, to 
ensure safe and 
proper operation. 

The Contractor shall submit a 
PM Schedule per Section F. 
 
PM shall be performed up to 14 
calendar days prior to the due 
date if the equipment is in the 
shop for any other reason. 
 
Unless otherwise specified PM 
inspections and any related 
repair work shall be completed 
within three working days after 
BSVE is received, except where 
the criteria for Priority 1 or 2 
applies. 
 
Incidental repairs identified 
during Preventative Maintenance 
shall be performed in accordance 
with Spec Item 3.3.4.  
 

Preventive 
maintenance 
schedule submitted 
as required. 
 
All checkpoints 
correctly 
completed. 
 
Safety and 
operational 
deficiencies found 
are corrected using 
accepted quality 
standards and 
manufacturer's 
recommendations. 
 
Work completed 
by date scheduled. 
 

N69450-16-R-2111 
Regional Base Operation Support I (RBOSI) 

Naval Station Mayport, Florida

Page 283 of 330 
Amendment 0006



Section C – 1700000 
BSVE 

1700000 – Base Support Vehicles and Equipment 

Spec Item Title 
Performance 
Objective Related Information 

Performance 
Standard 

Corrosion control inspection and 
prevention measures shall be 
performed as part of Preventive 
Maintenance. Corrosion Areas 
that existed prior to the PM and 
identified during the inspection 
shall be considered a repair.  
 
PM’s intervals for vehicles shall 
be performed at least annually 
during the safety/reliability 
inspection.  However, additional 
PM’s may be performed if the 
vehicle exceeds more than 6,000 
miles or 200 hour from the 
safety/reliability inspection or as 
specified by the manufacturer or 
as specified by the manufacturer 
for city driving.  If the 
mileage/hour meter or annual 
safety/reliability inspection are 
within 60 calendar days of each 
other the more stringent type 
service shall be performed.  The 
Contractor shall affix a PM 
“Inspection Due” sticker with 
the current month plus one year 
on the inside windshield of the 
vehicle upon completion. 
 
Perform required inspection 
testing and certification for 
applicable equipment requiring 
certification in accordance with 
OEM, NAVFAC-P300 and 
NFPA. 
 
The Contractor shall wash and 
wax all vehicles when annual 
PM is performed. Upon return 
from dispatch rental vehicles 
shall be washed as needed or at 
least every quarter, and as 
specified or scheduled. 
 
Construction equipment as 
defined in the NAVFAC P-300 
shall be cleaned in their entirety 
when each PM is performed. 
 
All work shall be in accordance 
with the NAVFAC P-300, NFPA 
and OEM standards. 

SROs are accurate 
and completed in 
the Government’s 
CMMS. 
 
 

N69450-16-R-2111 
Regional Base Operation Support I (RBOSI) 

Naval Station Mayport, Florida

Page 284 of 330 
Amendment 0006



Section C – 1700000 
BSVE 

1700000 – Base Support Vehicles and Equipment 

Spec Item Title 
Performance 
Objective Related Information 

Performance 
Standard 

 
All safety and / or operational 
deficiencies addressed. 

3.3.4 Repair of 
CESE, WHE, 
MHE, AWP 
and OHE.   

The Contractor 
shall perform body, 
fender, and 
mechanical repairs 
to ensure BSVE are 
safe, operational, 
and present a 
sightly appearance. 

The Contractor has full 
responsibility for any individual 
occurrence of repair, including 
replacement, and incidental 
repairs during a PM, up to and 
including the Recurring Work 
limits of liability for labor and 
materials specified below  for 
each piece of equipment per 
incident.  
 

GROUP Limit of 
Liability 

Slow Moving 
Vehicles - Up to 
3,500 lb. GVWR 

$2,500 

Light Duty - Up 
to 10,000 lb. 
GVWR 
(Excludes WHE) 

$2,500 

Medium Duty - 
10,001 - 20,000 
lb. GVWR  
(Excludes WHE) 

$3,500 

Heavy Duty -
20,001 lb. 
GVWR and up 
(Excludes WHE) 

$6,500 

WHE Trackage $500 
WHE - Up to 
2,000 lb. 
Capacity 

$1,000 

WHE - 2,001 to 
7,000 lb. 
Capacity 

$2,500 

WHE - 7,001 to 
25,000 lb. 
Capacity 

$4,500 

WHE - 25,001 lb. 
Capacity and up  

$10,000 

 
Repairs in excess of Recurring 
Work Limits of Liability 
specified may be ordered under 
the Non-Recurring Work portion 
of the contract. 
 
Example: If an individual 
occurrence of repair for a 

CESE, WHE, 
MHE and OHE are 
returned to safe, 
operable condition. 
 
SROs are accurate 
and completed in 
the Government’s 
CMMS. 
 

Downtime 
Standards and 
Vehicle Priority 
Standards met. 
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1700000 – Base Support Vehicles and Equipment 

Spec Item Title 
Performance 
Objective Related Information 

Performance 
Standard 

Medium Duty (10,001 - 20,000 
lb. GVWR) requires $3,600 in 
direct flat rate labor and/or direct 
material cost, the Government 
may issue a task order in 
accordance with the non-
recurring work portion of the 
contract for the $100 in direct 
flat rate labor and/or direct 
material cost that exceeds the 
recurring work limit of liability. 
 
The one-time repair limits set 
forth in Appendix F of 
NAVFAC P-300 do not apply. 
The Contractor shall perform all 
repairs, regardless of the cost of 
the repair or age of the BSVE.   
 
Any BSVE that exceeds 
NAVFAC P-300 life 
expectancies shall be maintained 
as if it were in its last year of life 
expectancy.  For example, an 
eight-year old BSVE Code (EC) 
0313 pickup truck shall receive 
the same level of maintenance as 
a six-year old pickup truck. 
 
Corrosion control repairs shall 
be performed as part of any 
BSVE repair.  Any corrosion 
repair to load bearing or load 
controlling components is 
included in this spec item and 
subject to the Contractor’s 
Recurring Work limit of liability 
for repair. Any corrosion repair 
that prevents the CESE, MHE, 
and WHE from being certified 
and safely returned to service is 
included in this spec item and 
subject to the Contractor’s 
Recurring Work limit of liability 
for repair.   
 
Perform Crane Safety 
Advisories, Equipment 
deficiency memorandums and 
Alteration and Modifications in 
accordance with Safety Bulletins 
and Navy Crane Center 
direction. The contractor shall 
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Spec Item Title 
Performance 
Objective Related Information 

Performance 
Standard 

provide engineering support 
which fully complies with 
certification and 
alternation/modification 
requirements 
 
The contractor shall provide 
vehicle accident repair services 
and support.  
 
The Contractor shall maintain an 
accident/abuse log that will 
contain the minimum: vehicle 
registration number, date & time 
reported to maintenance, 
description of damage, unit and 
cost of repair.  Vehicle Accident 
Reports shall be submitted per 
Section F.  The contractor shall 
repair upon approval from the 
KO. 

3.3.5 BSVE Trouble 
Calls 

The Contractor 
shall accomplish 
trouble calls in the 
shop and/or in the 
field to ensure 
BSVE, including 
transient 
equipment, to safe 
and operational 
condition. 

The Contractor shall respond to 
disabled BSVE within a 200 
mile radius of the NAVSTA 
Mayport. 
 
BSVE trouble call repairs 
consists of repairs such as 
battery replacement, tire repair, 
wiper replacement, engine jump-
starts, emergency refueling, and 
other minor repairs or service 
necessary to return vehicles and 
equipment to safe operation.  
Also includes towing into shop, 
field service, and 
installation/repair of specialized 
equipment. 
 
The Contractor may invoice for 
completed BSVE Trouble Calls.  
The Contractor shall not invoice 
for incomplete BSVE Trouble 
Calls and BSVE Trouble Calls 
not issued.  A modification will 
be process at the end of each 
period of performance to deduct 
for BSVE Trouble Calls not 
issued and incomplete BSVE 
Trouble Calls.  Deduction will 
be based on the unit prices 
specified in Attachment J-
0200000-13 ELINs. 

Disabled BSVE are 
responded to 
within 30 minutes 
during Government 
regular working 
hours and within 
60 minutes after 
Government 
regular working 
hours. 
 
BSVE are returned 
to safe, operable 
condition. 
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Spec Item Title 
Performance 
Objective Related Information 

Performance 
Standard 

 
Historically, approximately 330 
BSVE Trouble Calls have been 
performed annually. 
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Spec Item Title 
Performance 
Objective Related Information 

Performance 
Standard 

4 Non-recurring 
Work 

Non-recurring 
work may be 
ordered utilizing 
DoD 
EMALL/FEDMAL
L in accordance 
with Section H or 
on a task order in 
accordance with 
the 
PROCEDURES 
FOR ISSUING 
ORDERS clause in 
Section G.  The 
order will specify 
the exact locations 
and types of work 
to be 
accomplished.  The 
period of 
performance will 
be specified in each 
order. 

Refer to Non-recurring Work 
ELINs for task listings, 
descriptions, and related 
requirements.  All periods of 
performance are measured from 
issue date of order to acceptance 
of the work.  Performance 
standards for non-recurring work 
will be the same as those in Spec 
Item 3 where applicable. 
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1800000 – Environmental 
Spec Item Title 

1 General Information 
1.1 Concept of Operations 
2 Management and Administration 
2.1 Definitions and Acronyms 
2.2 Personnel 
2.2.1 Certification, Training, and Licensing 
2.3 Special Requirements 
2.3.1 Laboratory Accreditation and Certification 
2.4 Training Requirements 
2.4.1 SPCC Training 
2.4.2 Indoctrination and Environmental Awareness Training 
2.4.3 Spill Response Training 
2.5 Spill Drill Participation 
2.6 References and Technical Documents 
3 Recurring Work 
3.1 Oil and Regulated Substance Spill Response and Cleanup Ashore 
3.1.1 Oil and Regulated Substance Spill Containment 
3.1.2 Oil and Regulated Substance Spill Cleanup and Disposal 
3.1.3 Oil and Regulated Substance Spill Reporting and Documentation 
3.2 Used Oil Management Services 
3.2.1 Used Oil Accumulation and Collection 
3.2.2 Used Oil Recycling and Disposal 
3.3 Storm Water Monitoring 
4 Non-recurring Work 
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1800000 – Environmental 
Spec Item Title Description 
1 General 

Information 
The Contractor shall provide all labor, management, supervision, tools, 
material, and equipment required to perform environmental services at Naval 
Station Mayport, Florida; Navy Fuel Depot Jacksonville, Florida; Blount 
Island Command (BIC) Jacksonville, Florida; and the outlying areas 
supported by these commands. 

1.1 Concept of 
Operations 

The intent of 1800000 Environmental is to specify the Environmental 
requirements which primarily consist of the following services:  management, 
collection and disposal of regulated material, regulated waste and other 
regulated waste; oil and regulated substance spill response, cleanup and 
disposal; sampling, testing and laboratory services; and groundwater and 
storm water monitoring.  The following services are not considered 
Environmental and are not in scope of this contract:  collection, disposal and 
recycling of non-regulated waste are included in 1503030 Integrated Solid 
Waste Management; water and sewage treatment are included in 1604000 
Wastewater and 1606000 Water; and waterborne spill response and cleanup 
are included in 0600000 Port Operations. 
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1800000 – Environmental 
Spec Item Title Description 
2 Management 

and 
Administration 

 

2.1 Definitions 
and Acronyms 

Definitions and Acronyms are listed in J-1800000-01. 

2.2 Personnel The Contractor shall provide personnel with the training, qualifications, 
technical knowledge, experience and skills required for efficient operations 
within the environmental function. 

2.2.1 Certification, 
Training, and 
Licensing 

The Contractor shall provide a written training plan and documentation of 
training for all personnel to demonstrate technical proficiency per Section F.  
Demonstration of proficiency must take place within established guidelines 
that are documented in applicable regulations, policies, instructions and 
Laboratory Quality Assurance Manual. 

2.3 Special 
Requirements 

 

2.3.1 Laboratory 
Accreditation 
and 
Certification 

Only laboratories that have appropriate credentials can perform testing.  In 
the absence of certification requirements, laboratories must be accredited for 
each applicable test method by a nationally recognized laboratory 
accreditation body, an accrediting authority approved by the National 
Environmental Laboratory Accreditation Program (NELAP) or the American 
Association for Laboratory Accreditation (A2LA) operating in accordance 
with ISO/IEC 17011:2004.  

2.4 Training 
Requirements 

 

2.4.1 SPCC 
Training 

The Contractor shall provide initial and follow up training for all employees 
working at SPCC Tank Sites and Fuel Oil Storage and Handling Facilities.  
Keep records on site available for inspection up to 5 years.  Turn records over 
to Installation Environmental Program Manager at end of contract. Submit 
training records annually in October.  Training shall include requirements to 
read and understand the applicable portions of the SPCC Plans.   
 
Initially, the employees working at SPCC sites shall be required to sign the 
“User Acknowledgement Sheet” included in the plans and forward forms to 
IEPM and KO, signifying that the employees understand their responsibilities 
concerning spill prevention and SPCC regulations as well as a review of all 
previous spills at the site including the causes; instructions on spill reporting 
to the KO; or designated person and initial response procedures.  A review of 
all spill prevention and response procedures shall be conducted annually 
unless otherwise indicated by the Base SPCC Plan for employees working at 
SPCC sites and fuel oil storage and handling facilities.  The annual training 
shall also include a review of the SPCC plan, discussions of recent spills and 
feedback from employees as to the current condition of storage and handling 
procedures at the oil storage facilities.  All copies of training documentation 
shall be submitted to the KO, COR, and Installation Environmental Program 
Manager (IEPM) annually. 

2.4.2 Indoctrination 
and 
Environmental 
Awareness 
Training 

The Contractor shall conduct employee indoctrination and annual 
environmental awareness training to all employees.  Indoctrination and 
awareness training shall include HM and HW management, recycling, solid 
waste disposal, storm water BMPs, general housekeeping procedures, fueling 
procedures, spill prevention and response, and natural resources.  All site 
personnel shall receive annual and refresher training and training records are 
maintained on site for five years.  Employees identified as the Environmental 
Manager, spill response team member, HW coordinator, or as a qualified 
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individual for a specific program must obtain the necessary training 
certifications required to fulfill the position assigned.  Training records must 
be maintained and available for inspection. 
 
Training shall include requirements for implementing 40 CFR 112, the Base’s 
SPCC Plans, the Base’s Storm water Pollution Prevention Plan (SWPPP) and 
OPNAVINST 5090.1 series, and 5090.4 series.   

2.4.3 Spill Response 
Training 

The Contractor shall train Spill Response Leader(s) and certify per 29 CFR 
1910.120 (q), Level 5 Incident Commander,  Leader(s) shall have at least two 
years’ experience as a team leader or member of a spill response team.  Team 
members shall be trained and certified per 29 CFR 1910.120 (q), Level 4 
HAZMAT Specialist.  The Leader and team shall be thoroughly familiar with 
the Base’s Facility Response Plan.  Submit Leader and team members in 
writing with qualifications to the KO within 15 working days after contract 
start.  OSOT members may come from normal work force provided they meet 
the training requirements. 

2.5 Spill Drill 
Participation 

The Contractor shall participate in each base RS spill drills for response, 
clean up, and containment.  Type and frequency of drills are shown in J-
1800000-02. 

2.6 References 
and Technical 
Documents 

References and Technical Documents are listed in J-1800000-03. 
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1800000 – Environmental 

Spec Item Title 
Performance 
Objective Related Information 

Performance 
Standard 

3 Recurring 
Work 

The Contractor 
shall perform 
environmental 
services to support 
the installation’s 
environmental 
programs to ensure 
compliance with 
applicable Federal, 
state and local 
statutes and 
regulations, and 
with DoD and 
Navy policies, 
instructions and 
guidance.  

The Contractor shall comply 
with all Federal, state and local 
statutes and regulations, and 
with DoD and Navy policies, 
instructions and guidance such 
as those listed in the References 
and Technical Documents in J-
1800000-03.  
 
If environmental related 
procedures or operations are 
found to be out of compliance 
the Contractor shall immediately 
notify the KO and the 
Installation Environmental 
Program Director with 
recommendations for 
appropriate action. 
 
Regulatory compliance and 
adherence to policies, 
instructions and guidance, may 
be determined by planned 
sampling, validated customer 
complaints and documented 
citations if applicable. 

Services are 
performed in 
required timeframe 
and in compliance 
with Federal, state 
and local statutes 
and regulations, 
and with DoD and 
Navy policies, 
instructions and 
guidance. 
 
No documented 
citations such as 
NOV, NON, 
warning letters or 
citizen suits due to 
Contractor’s non-
performance, 
mismanagement or 
negligence. 
 
All deficiencies 
noted in internal 
compliance 
inspection 
corrected in a 
timely manner. 

3.1 Oil and 
Regulated 
Substance 
Spill Response 
and Cleanup 
Ashore 

The Contractor 
shall provide oil 
and regulated 
substance (OHS) 
spill response and 
cleanup to 
minimize damage 
to property or risk 
of human exposure 
and to ensure the 
installation 
complies with 
Federal, state and 
local statutes and 
regulations, and 
with DoD and 
Navy policies, 
instructions and 
guidance. 

The Contractor shall comply 
with all oil and regulated 
substance spill response and 
cleanup Federal, state and local 
statutes and regulations, and 
with DoD and Navy policies, 
instructions and guidance such 
as:   
(1) OPNAVINST 5090.1 
(2) DoD Instruction 4715.4 
(3) DoD Publication 4715.5-G 
(4) NAVSTA Mayport and NFD 
Integrated Facility Response 
Plan (FRP) 
(5) 40 CFR 1910 
(6) 40 CFR 112 
 
NAVSTA Mayport Fire 
Department act as Facility 
Incident Commander (FIC) for 
shore based spills and receives 
initial spills reports. 
 
The Contractor shall contain, 
clean up, and report all spills on 

Oil and regulated 
substance spill 
response and 
cleanup complies 
with Federal, state 
and local statutes 
and regulations, 
and with DoD and 
Navy policies, 
instructions and 
guidance. 
 
Spill response, 
containment, and 
cleanup equipment 
is inspected and 
inventoried 
annually. Report 
quantities and 
deficiencies for 
each location per 
Section F.  Oil 
Rollers are 
lubricated 
annually.  
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1800000 – Environmental 

Spec Item Title 
Performance 
Objective Related Information 

Performance 
Standard 

Government property (including 
spills caused by Government, 
Contractor, Subcontractors, and 
other Contractors at NAVSTA 
Mayport in a manner that 
complies with applicable federal, 
state, and local laws and 
regulations or otherwise stated 
herein, and NAVSTA Mayport’s 
SPCC plan, Facility Response 
Plans (FRP), OPNAVINST 
5090.1 series.  
 
The Contractor is responsible for 
RS spill clean-up for spills less 
than 55 gallons of a RS and/or 
up to 30 cubic yards of 
contaminated soil regardless of 
how the spill originated.  The 
Contractor is responsible for all 
costs associated with Oil and 
Regulated Substance Spill 
Response, Clean-up and disposal 
of waste. Historically, there have 
been 30 spill response 
requirements each year.  
 
RS includes any regulated 
substance regulated by 
environmental regulations such 
as regulated and non-regulated 
wastes, regulated materials, 
recyclables, and Toxic 
Substance Control Act (TSCA) 
material.  RS does not include 
radioactive, medical and 
infectious wastes and materials, 
weapons and explosives.  Spill 
response, containment, and 
cleanup will be for spills that 
occur on ground surfaces, in or 
on soil, in facilities, and in HW 
treatment storage and disposal 
facilities.   
 
The Contractor shall manage and 
dispose of the waste from 
cleanup in accordance with 
OPNAVINST 5090.1 series and 
Annex 0200000, Spec Item 
2.10.2 Environmental Protection.   
 
The Contractor shall comply 
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1800000 – Environmental 

Spec Item Title 
Performance 
Objective Related Information 

Performance 
Standard 

with the instructions of the 
cognizant Navy Medical/Safety 
Department with respect to 
avoidance of conditions which 
create a nuisance or which may 
be hazardous to the health of 
military or civilian personnel.  
The generator of the waste from 
cleanup will be the Commanding 
Officer of the respective base 
where the clean-up occurs.  The 
Commanding Officers hold the 
EPA Identification (I.D.) 
numbers for HW disposal 
(except for housing managed 
under PPV contract).  The 
Contractor is expected to use to 
full advantage the equipment 
provided by the Government. 

3.1.1 Oil and 
Regulated 
Substance 
Spill 
Containment 

The Contractor 
shall contain spills 
to minimize 
damage to property 
and risk of human 
exposure, and to 
ensure the 
installation 
complies with 
Federal, state and 
local statutes and 
regulations, and 
with DoD and 
Navy policies, 
instructions and 
guidance.   

The Contractor shall coordinate 
with the installation’s Facility 
Incident Commander when 
responding to spills.    
 
All RS spill response cleanup 
services, either caused by the 
Contractor or the Government, 
are subject to the terms and 
conditions of the Facility 
Response Plans (FRP) and 
OPNAVINST 5090.1 series and 
the procedures defined in this 
section.   
 
Spill response, containment, and 
cleanup will be for spills that 
occur on ground surfaces, in or 
on soil, in facilities, and in HW 
treatment storage and disposal 
facilities.  Provide containment 
and cleanup assistance in the St 
Johns River only when directed 
by Contracting Officer. 
 
The Contractor shall be available 
to respond to spills 24 hours a 
day, seven days a week and 
provide primary and alternate 
contact information including 
contact names and phone 
numbers.  
 
Report emergencies to the 

The Contractors 
spill response team 
is on-site and 
working within 15 
minutes during 
regular working 
hours and within 
two hours during 
nonworking hours.  
Notification to be 
received from the 
NAVSTA Mayport 
Fire Department or 
CDO. 
 
A spill assessment 
is provided to 
IEPM and the FIC 
within 30 minutes 
of onsite arrival 
during regular 
working hours and 
within one hour of 
start of the next 
business day 
during nonworking 
hours. 
 
Spill containment 
complies with 
Federal, state and 
local statutes and 
regulations, and 
with DoD and 
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1800000 – Environmental 

Spec Item Title 
Performance 
Objective Related Information 

Performance 
Standard 

Regional Dispatch Center (RDC) 
upon emergency notification and 
validating the emergency 
situation. 

Navy policies, 
instructions and 
guidance. 

3.1.2 Oil and 
Regulated 
Substance 
Spill Cleanup 
and Disposal 

The Contractor 
shall clean up spills 
to minimize 
damage to property 
or risk of human 
exposure and to 
ensure the 
installation 
complies with 
Federal, state and 
local statutes and 
regulations, and 
with DoD and 
Navy policies, 
instructions and 
guidance. 

The Contractor shall provide 
analytical testing and dispose of 
material as following: 
 Rainwater:  Discharge 

uncontaminated rainwater to 
the ground surface, sanitary 
sewer system, or storm water 
system. 

 Used Oil or Non-Petroleum 
Spill or Leak Material.  All 
cleanup material shall be 
characterized based on User 
Knowledge or available 
MSDSs, if source of spill is 
unknown; it shall be tested for 
the presence of regulated 
constituents prior to disposal 
and disposed of as non-
regulated or regulated waste 
depending on the analytical 
results. 

 Petroleum Product Spill or 
Leak Material:  Dispose of 
petroleum-contaminated 
material per all federal, state 
and local regulations.  The 
material shall be disposed of 
through NAVSTA Mayport 
Part B Facility.  All spill or 
leak material shall be 
containerized and labeled per 
40 CFR 262 and 264 

Spill cleanup and 
disposal complies 
with Federal, state 
and local statutes 
and regulations, 
and with DoD and 
Navy policies, 
instructions and 
guidance. 
 
No incident of 
spread of 
contamination 
outside the 
containment area 
due to Contractor 
non-performance, 
mismanagement or 
negligence. 
 

3.1.3 Oil and 
Regulated 
Substance 
Spill 
Reporting and 
Documentatio
n 

The Contractor 
shall provide spill 
response 
documentation to 
ensure the 
installation 
complies with 
Federal, state and 
local statutes and 
regulations, and 
with DoD policies, 
instructions and 
guidance. 

The Contractor shall provide 
required documentation such as 
Site Health and Safety Plans 
(SHSP):  Submit the SHSP when 
required with all available 
information required by 29 CFR 
1910.120 (b) and 1910.120 (c) to 
the FIC prior to the start of field 
activities unless directed 
otherwise by the KO.   
 
The Contractor shall submit spill 
reports to IEPM once clean-up 
operations are complete.  Report 
to detail personnel involved with 
cleanup, field observations, 

Spill response 
documentation is 
provided to the 
installation within 
two working days 
after cleanup is 
complete. 
 
Spill 
documentation 
complies with 
Federal, state and 
local statutes and 
regulations, and 
with DoD and 
Navy policies, 
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Spec Item Title 
Performance 
Objective Related Information 

Performance 
Standard 

method of cleanup, and amount 
of waste generated during 
cleanup operations.   

instructions and 
guidance. 

3.2 Used Oil 
Management 
Services 

The Contractor 
shall provide used 
oil management to 
ensure the 
installation 
complies with 
Federal, state and 
local statutes and 
regulations, and 
with DoD and 
Navy policies, 
instructions and 
guidance. 

The Contractor shall comply 
with all used oil management 
Federal, state and local statutes 
and regulations, and with DoD 
and Navy policies, instructions 
and guidance, such as: 
OPNAVINST 5090.1, DoD 
Instruction 4715.4, and DoD 
Publication 4715.5-G, 40 CFR 
279, 40 CFR 112, and NAVSTA 
Mayport SPCC Plan. 

Used oil 
management 
complies with 
Federal, state and 
local statutes and 
regulations, and 
with DoD and 
Navy policies, 
instructions and 
guidance. 
 

3.2.1 Used Oil 
Accumulation 
and Collection 

The Contractor 
shall provide oil 
collection services 
to ensure the 
installation 
complies with 
Federal, state and 
local statutes and 
regulations, and 
with DoD and 
Navy policies, 
instructions and 
guidance.   

The Contractor shall provide 
adequate containers for 
designated activities within the 
installation for the accumulation 
of used oil.  Containers must be 
properly labeled with location 
and activity markings, and must 
be operated and maintained in 
accordance with SPCC 
standards. 
 
The Contractor shall provide 
secondary containment for all oil 
containers with a capacity of 55 
gallons or greater.   
 
The Contractor shall contain, 
clean up and dispose of oil. 
 
Used Oil Collection Locations 
are identified in J-1800000-04. 

Used oil 
accumulation and 
collection complies 
with Federal, state 
and local statutes 
and regulations, 
and with DoD and 
Navy policies, 
instructions and 
guidance. 
 
No release of used 
oil to the 
environment due to 
Contractor’s non-
performance, 
mismanagement or 
negligence. 
 
Used-oil containers 
are emptied within 
four hours of 
notification. 

3.2.2 Used Oil 
Recycling and 
Disposal 

The Contractor 
shall recycle and 
dispose of used oil 
to ensure the 
installation 
complies with 
Federal, state and 
local statutes and 
regulations, and 
with DoD and 
Navy policies, 
instructions and 
guidance.  
 

The Contractor shall recycle 
used oil to the maximum extent 
practicable to minimize used oil 
disposal.  The Contractor shall 
return all revenues to the 
Government. 
 
The Contractor shall coordinate 
with the Government 
representative, to implement the 
Used Oil as Fuels for Energy 
policy to minimize oily waste 
disposal. 
 

Used oil recycling 
and disposal 
complies with 
Federal, state and 
local statutes and 
regulations, and 
with DoD and 
Navy policies, 
instructions and 
guidance. 
 
No release of used 
oil to the 
environment due to 
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Spec Item Title 
Performance 
Objective Related Information 

Performance 
Standard 

The Contractor shall test, collect, 
transfer, and dispose of all used 
oil generated by the installation. 
 
The Contractor shall submit a 
used oil sampling plan to the KO 
within 15 calendar days prior to 
contract start.  The Contractor 
shall test used oil in accordance 
with the approved sampling plan 
and submit results of analysis to 
the KO and COR. 
 
The Contractor shall submit an 
annual Used Oil Disposal and 
Recycling Summary Report 
identifying the quantity and 
classification of used oil 
disposed, per Section F.  The 
Used Oil Disposal and 
Recycling Summary Report 
form is included as J-0200000-
05. 
 
The Contractor shall maintain 
daily records of transportation, 
transferring and laboratory 
analyses. 

Contractor’s non-
performance, 
mismanagement or 
negligence. 

 

3.3 Storm Water 
Monitoring 

The Contractor 
shall provide storm 
water monitoring 
and reporting 
services to ensure 
the installation 
complies with the 
existing Storm 
water Monitoring 
Plan. 
 
The Contractor 
shall institute best 
management 
practices (BMPs); 
general 
housekeeping, and 
training for storm 
water monitoring 
and pollution 
prevention for 
Contractor 
operated facilities 
and Contractor 
operations as per 

Comply with 40 CFR 122, 
NAVSTA Mayport Storm Water 
Pollution Prevention Plan 
(SWPPP), Multi-Sector General 
Permit, Municipal Separate 
Storm Sewer System Permit 
(MS4) and any other storm water 
permits.   
 
BMPs are listed in the SWPPP. 
 
Services include visual 
examination of storm water 
quality, BMP inspections, and 
reporting of results. 
 
Conduct quarterly BMP 
inspections and turn in 
completed BMP Checklist to 
IEPM.    
 
Provide a plan of action and 
milestones (POAM) to correct 
problems found during the 
quarterly inspection along with a 

Inspection, 
sampling, transport 
and analysis are 
performed in 
accordance with 
Storm water 
Monitoring Plan 
requirements. 
 
Samples are 
collected and 
analyzed in 
accordance with 
the schedule 
included in the 
Storm water 
Monitoring Plan. 

N69450-16-R-2111 
Regional Base Operation Support I (RBOSI) 

Naval Station Mayport, Florida

Page 299 of 330 
Amendment 0006



Section C- 1800000 
Environmental 

 

1800000 – Environmental 

Spec Item Title 
Performance 
Objective Related Information 

Performance 
Standard 

the Base’s Storm 
Water Pollution 
Prevention Plans. 
 
Contractor shall 
provide storm 
water training data 
and submit 
quarterly to IEPM. 

cost estimate for work required. 
 
The Contractor shall conduct 
and document weekly visual 
inspections of Contractor 
operated facilities and work 
sites.   
 
Visually inspect areas around all 
equipment that has the potential 
of leaking or causing a spill, 
areas where spills and leaks have 
occurred in the past, material 
storage and handling areas, HW 
staging areas and storm water 
drain areas for evidence of 
pollutants entering the drainage 
system.  All inspections shall be 
documented in a log noting 
when  the inspection was done, 
who conducted the inspection, 
what areas were inspected, what 
problems were found, steps 
taken to correct any problems 
including who has been notified 
to correct the deficiency, and 
when the problem has been 
corrected.  All information 
pertinent to field inspections and 
sampling shall be recorded in a 
Field Logbook and maintained 
in accordance with the Storm 
Water Monitoring Plan. 
 
The plans are in accordance with 
the United States EPA’s Final 
rule, 40 CFR 122.26; regarding 
National Pollutant Discharge 
Elimination System (NPDES) 
storm water permitting.  This 
section is not meant to replace or 
delete any requirements already 
stated in the SPCC section but to 
state additional requirements for 
storm water management and 
pollution prevention.   
 
Nothing shall be disposed of, or 
allowed into the storm water 
system except storm water.   
Prohibited discharges include, 
but are not limited to oil, 
antifreeze, Aqueous Film 
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Forming Foam (AFFF), 
detergents, bleach, mop water, 
dumpster drainage, or vehicle 
wash water. 
 
The Contractor shall take one 
storm water sample for each of 
the eleven designated storm 
water outfall quarterly and 
analyze visually.  Analyze each 
sample for odor, turbidity, color, 
oil sheen, foam, suspended 
solids, floating solids, and 
settled solids.  Samples shall be 
taken during a qualifying rain 
event of a minimum of 0.1 
inches of precipitation, 
following a 72 hour period of no 
precipitation.  Sample shall be 
taken within 30 minutes of the 
start of storm water runoff 
(storm water system discharge).  
 
The Contractor shall submit 
quarterly Visual Monitoring 
Report for each outfall.   
 
Notify IEPM whenever a 
significant pollutant indicator is 
observed in a sample and retain 
suspect sample.  NAVSTA 
Mayport quarter starts in 
January. 
  
The Storm Water Monitoring 
Plan is provided in J-1800000-
05. 
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4 Non-recurring 
Work 

Non-recurring 
work may be 
ordered utilizing 
DoD 
EMALL/FEDMA
LL in accordance 
with Section H or 
on a task order in 
accordance with 
the 
PROCEDURES 
FOR ISSUING 
ORDERS clause 
in Section G.  The 
order will specify 
the exact locations 
and types of work 
to be 
accomplished.  
The period of 
performance will 
be specified in 
each order.   

Refer to Non-recurring work 
ELINs for task listings, 
descriptions, and related 
requirements.   All periods of 
performance are measured from 
issue date of order to acceptance 
of the work.   Performance 
standards for non-recurring work 
will be the same as those in Spec 
Item 3 where applicable. 
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Spec Item Title 
1 General Information 
1.1 Concept of Operations 
2 Management and Administration 
2.1 Definitions and Acronyms 
2.2 Personnel 
2.2.1 Certification, Training, and Licensing 
2.3 Special Requirements 
2.3.1 Laboratory Accreditation and Certification 
2.3.2 Installation’s Environmental Management System (EMS) Program 
2.4 Training Requirements 
2.4.1 SPCC Training 
2.4.2 Indoctrination and Environmental Awareness Training 
2.4.3 Spill Response Training 
2.5 Spill Drill Participation 
2.6 References and Technical Documents 
3 Recurring Work 
3.1 Sampling, Field Testing and Laboratory Services 
3.1.1 Sampling 
3.1.2 Field Testing 
3.1.3 Laboratory Services 
3.2 Used Oil Management Services 
3.2.1 Used Oil Collection and Storage 
3.2.2 Used Oil Recycling and Disposal 
3.3 Hazardous Material and Hazardous Waste (HM/HW) Management 
3.3.1 Management of Contractor Operated Facilities and Equipment 
3.3.1.1 90-Day Storage Facility 
3.3.2 HM/HW Accumulation, Identification and Labeling  
3.3.4 Sludge Disposal 
3.4 Oil and Hazardous Substance Spill Response and Cleanup Ashore 
3.4.1 Oil and Hazardous Substance Spill Containment 
3.4.2 Oil and Hazardous Substance Spill Cleanup and Disposal 
3.4.3 Oil and Hazardous Substance Spill Reporting and Documentation 
3.5 Storm Water Monitoring 
3.6 Inspection of Fuel Storage Tanks and Facilities 
3.6.1 Detection and Protection Devices 
4 Non-recurring Work 
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Spec Item Title Description 
1 General 

Information 
The Contractor shall provide all labor, management, supervision, tools, 
material, and equipment required to perform environmental services at 
Marine Corps Support Facility - Blount Island (MCSF-BI) Command, 
Jacksonville, Florida. 

1.1 Concept of 
Operations 

The intent of 1800000 Environmental is to specify the Environmental 
requirements which primarily consist of the following services:  management, 
collection and disposal of regulated material, regulated waste and other 
regulated waste; oil and regulated substance spill response, cleanup and 
disposal; sampling, testing and laboratory services; and groundwater and 
storm water monitoring.  The following services are not considered 
Environmental and are not in scope of this contract:  collection, disposal and 
recycling of non-regulated waste are included in 1503030 Integrated Solid 
Waste Management; water and sewage treatment are included in 1604000 
Wastewater and 1606000 Water; and waterborne spill response and cleanup 
are included in 0600000 Port Operations. 
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Spec Item Title Description 
2 Management 

and 
Administration 

 

2.1 Definitions and 
Acronyms 

List of acronyms is provided in J-1800000-01.   

2.2 Personnel The Contractor shall provide personnel with the qualifications, technical 
knowledge, experience and skills required to efficiently provide 
environmental services. 

2.2.1 Certification, 
Training, and 
Licensing 

The Contractor shall provide a written training plan and documentation of 
training for all personnel to demonstrate technical proficiency per Section F.  
Demonstration of proficiency must take place within established guidelines 
that are documented in applicable regulations, policies, instructions and 
Laboratory Quality Assurance Manual. 

2.3 Special 
Requirements 

 

2.3.1 Laboratory 
Accreditation 
and 
Certification 

Only laboratories that have appropriate credentials can perform testing.  In 
the absence of certification requirements, laboratories must be accredited for 
each applicable test method by a nationally recognized laboratory 
accreditation body, an accrediting authority approved by the National 
Environmental Laboratory Accreditation Program (NELAP) or the American 
Association for Laboratory Accreditation (A2LA) operating in accordance 
with ISO/IEC 17011:2004.  

2.3.2 Installation’s 
Environmental 
Management 
System (EMS) 
Program 

The Contractor shall participate in Installation’s Environmental Management 
System (EMS) Program. Participation includes, but is not limited to, 
attendance at meetings, request for data collection, requests for 
recommendations to improve processes or correct non-compliance issues. 
ISO 14001 is not required for the Contractor.  However, the Contractor shall 
comply and participate in site certification. 

2.4 Training 
Requirements 

 

2.4.1 SPCC Training The Contractor shall provide initial and follow up training for all employees 
working at SPCC Tank Sites and Fuel Oil Storage and Handling Facilities.  
Keep records on site available for inspection up to 5 years.  Turn records over 
to Installation Environmental Program Manager at end of contract. Submit 
training records annually in October.  Training shall include requirements to 
read and understand the applicable portions of the SPCC Plans.   
 
Initially, the employees working at SPCC sites shall be required to sign the 
“User Acknowledgement Sheet” included in the plans and forward forms to 
IEPM and KO, signifying that the employees understand their responsibilities 
concerning spill prevention and SPCC regulations as well as a review of all 
previous spills at the site including the causes; instructions on spill reporting 
to the KO; or designated person and initial response procedures.  A review of 
all spill prevention and response procedures shall be conducted annually 
unless otherwise indicated by the Base SPCC Plan for employees working at 
SPCC sites and fuel oil storage and handling facilities.  The annual training 
shall also include a review of the SPCC plan, discussions of recent spills and 
feedback from employees as to the current condition of storage and handling 
procedures at the oil storage facilities.  All copies of training documentation 
shall be submitted to IEPM and KO annually. 

2.4.2 Indoctrination 
and 
Environmental 

The Contractor shall conduct employee indoctrination and annual 
environmental awareness training to all employees.  Indoctrination and 
awareness training shall include HM and HW management, recycling, solid 
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Awareness 
Training 

waste disposal, storm water BMPs, general housekeeping procedures, fueling 
procedures, spill prevention and response, and natural resources.  All site 
personnel shall receive annual and refresher training and training records are 
maintained on site for five years.  Employees identified as the Environmental 
Manager, spill response team member, HW coordinator, or as a qualified 
individual for a specific program must obtain the necessary training 
certifications required to fulfill the position assigned.  Training records must 
be maintained and available for inspection. 
 
Training shall include requirements for implementing 40 CFR 112, the Base’s 
SPCC Plans, the Base’s Storm water Pollution Prevention Plan (SWPPP) and 
OPNAVINST 5090.1 series, and 5090.4 series.   

2.4.3 Spill Response 
Training 

The Contractor shall train Spill Response Leader(s) and certify per 29 CFR 
1910.120 (q), Level 5 Incident Commander,  Leader(s) shall have at least two 
years’ experience as a team leader or member of a spill response team.  Team 
members shall be trained and certified per 29 CFR 1910.120 (q), Level 4 
HAZMAT Specialist.  The Leader and team shall be thoroughly familiar with 
the Base’s Facility Response Plan.  Submit Leader and team members in 
writing with qualifications to the KO within 15 working days after contract 
start.  OSOT members may come from normal work force provided they meet 
the training requirements. 

2.5 Spill Drill 
Participation 

The Contractor shall participate in each base regulated substance spill drills 
for response, clean up, and containment.  Type and frequency of drills are 
shown in J-1800000-02. 

2.6 References and 
Technical 
Documents 

References and Technical Documents are listed in J-1800000-03. 
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3 Recurring 
Work 

The Contractor 
shall perform 
environmental 
services to support 
the installation’s 
environmental 
programs that 
ensure compliance 
with applicable 
Federal, state and 
local statutes and 
regulations, and 
with DoD policies, 
instructions and 
guidance.  
 

The Contractor shall comply 
with all Federal, state and local 
statutes and regulations, and 
with DoD policies, instructions 
and guidance such as: 
(1) OPNAVINST 5090.1 
(2) NAVSEA T0300-AZ-PRO-
010 
(3) DoD Instruction 4715.4 
(4) DoD Publication 4715.5-G 
(5) EPA 833-B-92-001 
(6) 40 CFR all sections 
(7) USMC directives 
(8) Local directives. 
 
The Contractor shall participate 
in Installation’s Environmental 
Management System (EMS) 
Program.  Participation includes, 
but is not limited to, attendance 
at meetings, request for data 
collection, requests for 
recommendations to improve 
processes or correct non-
compliance issues.  
 
Services are performed in 
accordance with industry 
environmental standards. 
 
If environmental related 
procedures or operations are 
found to be out of compliance 
the Contractor shall immediately 
notify the KO and the 
installation's Environmental 
Office with recommendations 
for appropriate action. 
 
Regulatory compliance and 
adherence to policies, 
instructions and guidance, may 
be determined by planned 
sampling, validated customer 
complaints and documented 
citations if applicable. 
 
Services to be performed require 
knowledgeable, experienced 
individuals who in the 
performance of their duties 
protect the immediate 
environment and surrounding 

Services are 
performed in a 
timely manner and 
in compliance with 
Federal, state and 
local statutes and 
regulations, and 
with DoD policies, 
instructions and 
guidance. 
 
No documented 
citations such as 
NOV, NON, 
warning letters or 
citizen suits due to 
Contractor’s non-
performance, 
mismanagement or 
negligence. 
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areas. 
 
The Contractor shall satisfy all 
applicable regulatory agency 
requirements.  The Contractor 
shall provide total project 
management of environmental 
protection and compliance and 
no action or inaction on the 
Contractor's part shall expose the 
Government to liability for non-
compliance or other finding or 
damages, penalties or fines 
related thereto.  In the event a 
regulatory agency accesses a 
monetary fine or nonmonetary 
penalty against the Government 
for Contractor’s noncompliance; 
the Contractor shall reimburse 
the Government for the amount 
of the fine or the cost associated 
with nonmonetary penalties. 
 
Contractor support will consist 
of scientific, engineering, 
technical and regulatory 
compliance assistance.  Tasks 
will be for studies, assessments, 
analysis, developing of reports 
and permit applications. The 
Contractor is not considered and 
will not function in any capacity 
as a consultant.  The Installation 
retains all decision-making 
authority. 

3.1 Sampling, 
Field Testing 
and 
Laboratory 
Services 

The Contractor 
shall provide 
environmental 
sampling, field 
testing, laboratory 
services and 
associated 
reporting 
requirements to 
support compliance 
oversight at the 
installation. 

The Contractor shall comply 
with DoD, EPA and state 
policies, instructions and 
guidance such as:   
(1) OPNAVINST 5090.1 
(2) EPA SW-846 
(3) EPA PB83-124503 
(4) EPA/600/4-85/013 
(5) NAVSEA T0300-AZ-PRO-
010 
(6) 40 CFR 260.11 
(7) 40 CFR 261 
 
The Contractor shall only utilize 
the services of a laboratory 
approved by MCSF-BI. 
 
The Contractor shall dispose of 

Sample collection, 
field testing and 
laboratory services 
comply with 
applicable EPA 
and state guidance. 
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all excess sample material. 
 
The Contractor will abide by the 
US EPA approved quality 
assurance/quality control 
practices and procedures as set 
forth in EPA Publication SW-
846, “Test Methods for 
Evaluating Solid Waste, 
Physical/Chemical Methods”, 
Second Ed. with Updates I and 
II. 
 
The Government reserves the 
right to collect waste samples to 
perform tests and/or have the 
tests performed by another 
laboratory to verify the 
Contractor's performance.  
Qualifications of all technical 
consultants and key personnel 
supplied by the Contractor shall 
be available on request. 
 
For purposes of litigation, the 
Contractor must be able to 
supply an accurate written 
record tracing possession and 
handling of samples from the 
point of collection through 
analysis.  The Contractor shall 
furnish a chain-of-custody form 
and establish written procedures 
to follow.  The Contractor-
provided containers must have 
seals that will indicate if 
tampering has occurred in 
shipment.  Identification labels 
shall also be furnished with the 
containers. 
 
Soil and water samples will be 
run for BTEX and if BTEX 
reaches 30 parts per million TPH 
shall also be run on that 
particular sample.  Hazardous 
waste samples will be ran for 
one or all of the EPA standards 
for: 
(a) EP Toxicity 
(b) Flammable 
(c) Corrosive 
(d) Reactive 
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Sample results shall also include 
QC report for day sample was 
taken and analyzed to verify 
stated accuracy. 

3.1.1 Sampling The Contractor 
shall conduct 
timely sample 
collection to ensure 
the installation 
complies with 
applicable EPA 
and state guidance. 

The Contractor shall provide 
copies of sample collection logs 
to the installation environmental 
office within seven days after 
sampling has been completed. 
 
Waste stream analysis shall be 
specified on the WID by the 
Contractor.  The Contractor shall 
be responsible for reviewing 
WID files concerning waste 
analysis requirements.  When 
material is received for which 
there is no required analysis on 
file, the material shall be 
sampled and analyzed per WID 
requirements.  Testing for pH 
shall be done for each container 
of waste material received at the 
90-Day Storage Facility on 
aqueous (water based) waste, not 
organic and solid wastes. 
 
The Contractor shall provide 
packaging instructions for all 
waste samples collected.  The 
Contractor is responsible for 
transportation costs and must 
ensure samples are transported 
in accordance with Department 
of Transportation (DOT), U.S. 
Postal Service (USPS) or any 
other applicable regulations.  
The Contractor shall notify 
(name, office symbol, base, zip, 
phone) of any additional 
packaging requirements as 
needed. 

Sample collection 
complies with 
applicable EPA 
and state guidance. 
 
Samples are 
collected within 
two days of 
notification. 

3.1.2 Field Testing The Contractor 
shall conduct 
timely field testing 
to ensure the 
installation 
complies with 
applicable EPA 
and state guidance. 

The Contractor shall provide 
copies of field testing results to 
the installation environmental 
office within seven days after 
testing has been completed. 

Field testing 
complies with 
applicable EPA 
and state guidance. 
 
Field tests are 
completed within 
two days of 
notification. 

3.1.3 Laboratory The Contractor The laboratory shall be certified Laboratory services 
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Services shall provide 
laboratory services 
to ensure the 
installation 
complies with 
applicable EPA 
and state guidance. 

be an EPA and State of Florida 
certified lab. 
 
The Contractor will provide 
certification that the laboratory 
facilities to be use qualify for the 
exemption set out in 40 CFR 
261.4(d) excluding waste 
samples from many hazardous 
waste management 
requirements.   
 
The Contractor shall 
demonstrate to this installation 
that the laboratory has qualified 
under one or more certification 
programs designed to assure 
competence and integrity in the 
field of waste analysis.  An 
acceptable certification, at a 
minimum, demonstrated the 
ability of the Contractor to 
successfully analyze unknown 
materials provided by the 
administering agency.  The lab 
must demonstrate the ability of 
their testing method to be 
verified to 90% or greater 
accuracy of known standard. 
 
The Contractor shall provide 
reports in accordance with the 
sampling plan and Florida 
Health Department or if no plan 
exists, the Contractor shall 
provide laboratory analytical 
results in summary format. 
 
Data shall be qualified in 
accordance with EPA Data 
Quality Objectives (DQO). 
 
The Contractor shall dispose of 
all excess sample material. 

comply with 
applicable EPA 
and state guidance.  
 
Samples are 
analyzed and 
results are reported 
within 14 days of 
receipt of sample. 

3.2 Used Oil 
Management 
Services 

The Contractor 
shall provide used 
oil management to 
ensure compliance 
with Federal, state 
and local statutes 
and regulations, 
and with DoD 
policies, 

The Contractor shall comply 
with all used oil management 
Federal, state and local statutes 
and regulations, and with DoD 
policies, instructions and 
guidance such as:   
(1) OPNAVINST 5090.1 
(2) DoD Instruction 4715.4 
(3) DoD Publication 4715.5-G  

Used oil 
management 
complies with 
Federal, state and 
local statutes and 
regulations, and 
with DoD policies, 
instructions and 
guidance. 
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instructions and 
guidance. 

(4) 40 CFR 279. 
(5) 40 CFR 112 

 

3.2.1 Used Oil 
Collection and 
Storage 

The Contractor 
shall collect and 
recycle used oil 
generated from 
Contractor 
operated facilities 
or work sites to 
ensure the 
installation 
complies with 
Federal, state and 
local statutes and 
regulations, and 
with DoD policies, 
instructions and 
guidance.   

The Contractor shall prevent oily 
or other hazardous materials 
from entering the ground, 
drainage areas, or local bodies of 
water. 
 
The Contractor shall surround all 
mobile storage tanks or 
drums/containers containing 
chemical products, regardless of 
size with a secondary 
containment of sufficient size 
and strength to contain the 
contents plus 10 percent of the 
largest storage tank in the 
containment.  This requirement 
is for mobile storage tanks or 
drums that have been in place 
for more than 24 hours.  This is 
in addition to the normal 
customary storage location 
already set up by provider.  
Double walled tanks will be 
considered secondary contained.  
This requirement also applies to 
mobile tanker trucks, even 
brought on base by their 
Subcontractors, if parked more 
than 30 days. 
  
The Contractor is responsible for 
providing adequate containers 
for designated activities within 
the installation for the collection 
of used oil.  Containers must be 
properly labeled with location 
and activity markings, and must 
be operated and maintained in 
accordance with SPCC 
standards. 
 
The Contractor is responsible for 
all containment, clean up and 
disposal of oil spilled during 
collection. 

Used oil collection 
complies with 
Federal, state and 
local statutes and 
regulations, and 
with DoD policies, 
instructions and 
guidance. 
 
No release of used 
oil to the 
environment due to 
Contractor’s non-
performance, 
mismanagement or 
negligence. 
 
 

3.2.2 Used Oil 
Recycling and 
Disposal 
 

The Contractor 
shall recycle and 
dispose of used oil 
generated from 
Contractor 
operated facilities 

The Contractor shall comply 
with all used oil management 
Federal, state and local statutes 
and regulations, and with DoD 
policies, instructions and 
guidance such as:   

Used oil recycling 
and disposal 
complies with 
Federal, state and 
local statutes and 
regulations, and 
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or work sites to 
compliance with 
Federal, state and 
local statutes and 
regulations, and 
with DoD policies, 
instructions and 
guidance.  
 

(1) 40 CFR 279. 
(2) 40 CFR 112 
 
The Contractor shall manage and 
recycle used oil at no cost to the 
Government.   
 
The Contractor shall recycle 
used oil to the maximum extent 
practicable to minimize used oil 
disposal.  The Contractor shall 
reimburse the Government for 
disposal cost.  The Contractor is 
not liable for cleanup costs 
associated from material 
resulting from the failure of 
Government provided tanks. 
   
The Contractor shall recycle 
used oil generated from 
Contractor operated facilities or 
work sites at a Florida Approved 
Used Oil Recycler.  Perform 
annual 40 CFR 279 analyses on 
each used oil tank and submit to 
MCSF-BI ESOH.   
 
Florida Certified laboratory must 
perform required analysis.   
 
Bill of Ladings must include 
number of gallons recycled, 
Registered Used Oil Company 
name and EPA Id #, Contact 
phone #, and registration code 
description. 
 
Submit bill of ladings within 
24hrs of pickup to MCSF-BI 
ESOH. 
 
The Contractor shall submit an 
annual Used Oil Disposal and 
Recycling Summary identifying 
the quantity and classification of 
used oil disposed or recycled, in 
accordance with the schedule in 
Section F.  A sample summary 
form is included as J-0200000-
05. 
 
The Contractor shall maintain 
daily records of transportation, 

with DoD policies, 
instructions and 
guidance. 
 
No release of used 
oil to the 
environment due to 
Contractor’s non-
performance, 
mismanagement or 
negligence. 
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transferring and laboratory 
analyses. 
 
The Contractor shall complete 
oil removal within 4 hours after 
verbal notification by the KO or 
his/her designated 
representative.  Analysis of used 
oil shall be accomplished and 
include arsenic, cadmium, 
chromium, lead, flash point, and 
total halogens in accordance 
with 40 CFR 279.  Waste oil 
shall be disposed of as hazardous 
waste if the analysis so indicates.  
The Contractor shall maintain 
records of all waste oil disposals.  
These records, as a minimum, 
shall contain a disposal log 
(date, type, and source of oil, 
and disposal location), receipts, 
manifests, and a copy of 
laboratory reports.  All waste oil 
must be pumped by the end of 
each work week. 

3.3 Hazardous 
Material and 
Hazardous 
Waste 
(HM/HW)  
Management 

The Contractor 
shall manage 
HM/HW to ensure 
the installation 
complies with 
Federal, state and 
local statutes and 
regulations, and 
with DoD policies, 
instructions and 
guidance. 

The Contractor shall comply 
with all HM/HW Federal, state 
and local statutes and 
regulations, and with DoD 
policies, instructions and 
guidance such as the local 
Hazardous Material 
Management System (HMMS), 
OPNAVINST 5090.1 49 CFR, 
40 CFR 261, 262, and 264.  The 
Contractor shall not bring non-
DoD waste onto DoD 
installations.  
 
The Contractor shall develop 
and execute a HM Control and 
Management program for 
minimization of HM and HW.  
The program shall include 
procedures and processes for 
managing, tracking, screening 
procurement, controlling storage 
and use, and disposal of HW.  
Submit formal program in 
writing to KO for review.  The 
program shall utilize recycling 
and recovery, reuse, and 
reduction of units-of-issue of 

HM/HW 
management 
complies with 
Federal, state and 
local statutes and 
regulations, and 
with DoD policies, 
instructions and 
guidance. 
 
HM/HW 
Management 
System is 
submitted within 60 
days following 
award. 
 
No release of 
HM/HW to the 
environment due to 
Contractor’s non-
performance, 
mismanagement or 
negligence. 
 
No documented 
citations such as 
NOV, warning 
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HM and reduction and 
elimination of excess shelf life 
HM as primary means of 
reducing HW generation.  
Identify a HM Coordinator for 
Contractor operations at MCSF-
BI. 
 
Hazardous waste shall be picked 
up at SAAs within 2 working 
hours of request call from the 
SAA owner and taken to the 90-
Day Storage Facility.  The 
Contractor shall log all phone 
call requests to include date, 
time, name of requestor, and 
specific service requested.  Logs 
shall be made available for 
inspection by the KO.  Waste 
accepted at the 90-Day Storage 
Facility must be processed 
(packaged, labeled, and in 
correct placement) by COB, 
form DD1348 shall be submitted 
within 5 days. 
 
The Contractor shall respond to 
all requests for emptying bulk 
collection tanks and transporting 
wastes within 8 working hours 
of receipt of notice.  All phone 
call requests to include date, 
time, name of requestor, and 
specific service requested shall 
be logged by the Contractor.  
The Contractor shall provide 
equipment required for removal 
and transportation including 
portable tanks, tankers, pumps, 
hoses and fittings, tank placards, 
emergency communication 
devices, and personal protection 
to include breathing devices.  
Transport of and accountability 
for all portable waste tanks shall 
be the responsibility of the 
Contractor. 
 
Hazardous wastes shall be 
picked up from KO designated 
areas within 4 hours after 
notification from the HWC.  
Wastes shall be taken to a TSA, 

letters or citizen 
suits due to 
Contractor’s non-
performance, 
mismanagement or 
negligence. 
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or the HWSF.  The Contractor 
shall log all requests to include 
date, time, name of requestor, 
and specific service requested.  
Logs shall be made available for 
inspection by the KO.  The 
HWC will fill out the first page 
of the WID and turn it over to 
the Contractor. 
 
The HWC will correctly mark 
and label each container under 
their control in accordance with 
regulations and military 
requirements. 
 
All waste disposal sites shall be 
approved by the Installation 
Environmental Section.  The 
Contractor shall provide 
complete documentation to the 
Installation Environmental 
Section showing the disposal 
facility's ability and willingness 
to treat or dispose of each type 
of waste to be disposed of. 
 
The Government shall initiate 
any manifest required by the 
EPA to track the movement of 
hazardous wastes.  The MCSF-
BI Environment Department 
representative will sign all 
manifests correct. 

3.3.1 Management 
of Contractor 
Operated 
Facilities and 
Equipment 

The Contractor 
shall manage 
contractor operated 
facilities and 
equipment to 
ensure compliance 
with Federal, state 
and local statutes 
and regulations, 
and with DoD 
policies, 
instructions and 
guidance. 

The Contractor shall implement 
good housekeeping procedures, 
maintaining dry and clean floors 
and ground surfaces; routinely 
inspect for leaks or conditions 
that could lead to discharges of 
chemicals, and immediately 
cleanup spills from Contractor 
operations or equipment and 
Government Furnished Property. 
 
The Contractor shall clean and 
correct any spills or leaks from 
Contractor operations or 
equipment and Government 
Furnished Property.  
Immediately clean up or 
minimize the amount of 
environmental damage caused 

Contractor operated 
facilities and 
equipment comply 
with Federal, state 
and local statutes 
and regulations, 
and with DoD 
policies, 
instructions and 
guidance. 
 
No release of 
HM/HW to the 
environment due to 
Contractor’s non-
performance, 
mismanagement or 
negligence. 
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by a leak or spill.  Notify, within 
30 minutes, the KO, Base Fire 
Departments and Base CDOs of 
any regulated substance spilled 
that has the potential to enter a 
waterway (i.e., storm drain or 
body of water). 

3.3.1.1 90-Day 
Storage 
Facility 

The Contractor 
shall manage the 
90-Day Storage 
Facility to ensure 
compliance with 
Federal, state and 
local statutes and 
regulations, and 
with DoD policies, 
instructions and 
guidance. 

The Contractor shall maintain 
records which identify the 
container number, waste 
generated, accumulation date, 
and the date the waste was 
transferred in/out of the storage 
area.  A weekly inspection log 
identifying all items to be 
inspected, the date and time of 
the inspection, the inspector, 
observations, and date and time 
of any corrective action taken as 
a result of the inspection shall 
also be maintained. 
 
The Contractor shall open and 
inspect all waste containers to 
verify the contents.  Containers 
of mixed wastes shall be 
segregated and repackaged into 
proper containers.  Repackaging 
also includes consolidation and 
minimization of the hazardous 
waste material by emptying 
small and partially full 
containers into large containers.  
All inspection, segregation, and 
repackaging must be 
accomplished within 72 hours of 
receipt of the waste.  The 
Contractor shall weigh and 
record on each WID the accurate 
weight of material received. 
 
The Contractor shall operate and 
inspect the storage area to 
include inspection of containers, 
equipment, and supplies, and the 
monitoring of daily operations 
and records. 
 
The Contractor shall physically 
inspect all containers daily 
(Monday through Friday) for 
signs of chemical action, 
pressure buildup, deterioration, 

Facility provides 
continuous, safe, 
and efficient 
handling and 
storage of 
hazardous waste.   
 
Operations comply 
with all applicable 
federal, state, and 
local regulatory 
standards. 
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leaks, etc.  When required, the 
Contractor shall take immediate 
action to repackage waste or 
correct situations that may 
become hazardous or lead to a 
spill.  The facility shall be 
inspected for signs of 
deterioration, structural failure, 
leakage or any problems which 
require attention.  Protective 
clothing, materials, related safety 
equipment, and supplies required 
by applicable regulations shall 
be maintained at each storage 
facility. 
 
The hazardous waste storage 
areas shall be maintained clean 
and orderly at all times, in 
compliance with applicable 
health and safety standards.  The 
Contractor shall immediately 
orally report to the KO when the 
Contractor becomes aware of 
any condition which may 
endanger health or the 
environment, including, but not 
limited to: (a) release of any 
hazardous waste that may cause 
an endangerment to public 
drinking water supplies, and (b) 
release or discharge of 
hazardous waste or a fire or 
explosion which could threaten 
human health or the environment 
outside the storage area. 
 
The oral report shall include the 
following: (a) date, time, 
location, and type of incident, 
(b) name and estimated or 
known quantity of material 
involved; (c) extent of injuries, if 
any, (d) an assessment of actual 
or potential hazards to the 
environment and human health 
outside the facility, and (e) 
estimated quantity and 
disposition of recovered material 
that resulted from the incident. 
 
The Contractor shall submit to 
the KO within five working days 
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written documentation, including 
investigation, root cause 
analysis, and corrective 
action(s), of any reportable 
incident.   
 
To minimize total waste volume 
of disposed containers and to 
decrease cost of container 
purchase, the Contractor shall 
repackage and consolidate all 
wastes from partially filled 
containers received from the 
originator.  Aerosol containers 
not already punctured shall be 
punched with draining packaged 
for disposal.  The resulting 
empty, reusable containers 
(excluding aerosol containers) 
shall be stored with original lid, 
bung, seals, rings, and bolts.  
Within 8 working hours of 
originator request, the 
Contractor shall transport the 
containers back to original user 
to contain succeeding loads of 
the wastes matching the original 
WID number.  Reused 
containers shall possess original 
labels indicating WID number to 
prevent cross use and 
contamination.  Reused 
containers shall be delivered 
with original lid, bung, seals, 
rings, and bolts.  Cross mixing 
of container parts is not allowed.  
The Contractor may reuse the 
container for a disparate waste 
only after triple rinsing in 
accordance with regulatory 
requirements.  Damaged or 
otherwise unacceptable 
containers shall be disposed of 
as non-hazardous waste.  No 
empty waste container shall be 
accepted by the Contractor from 
the originator unless they are 
segregated by hazard class 
(reference 46 CFR 172) and are 
free of water, sludge, garbage, 
food scraps, hazardous or 
nonhazardous wastes or liquids.  
The Contractor shall store empty 
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waste containers in accordance 
with 40 CFR 261.7. 

3.3.2 HM/HW 
Accumulation, 
Identification 
and Labeling  

The Contractor 
shall identify, 
containerize, label 
and accumulate 
HM/HW 
accumulation to 
ensure the 
installation 
complies with 
Federal, state and 
local statutes and 
regulations, and 
with DoD policies, 
instructions and 
guidance.  

HW generated from Contractor 
operations and management per 
instruction MCSF-BI Order 
P5093.2A for HW management 
shall be performed in 
compliance with the HWMP, 49 
CFR, 40 CFR 261, 262, and 264 
as well as other federal, state, 
and local regulations regarding 
HW.   
 
The Contractor shall be 
responsible for the management 
and control of HM used and HW 
produced during contractor 
operations.  The Contractor is 
liable and shall reimburse the 
Government for HW violations 
incurred under the Federal 
Facilities Compliance Act that 
are a result of contractor 
operations.  The Government 
will provide the EPA 
Identification number for 
disposal.  
 
The Contractor shall identify and 
label HM/HW accumulation per 
40 CFR 262.34, manage, 
identify, inspect and label HW 
per 49 CFR and 40 CFR 261, 
262, 264, 268, and the Base’s 
HWMP, and other federal, state, 
and local regulations.   
 
The Contractor is responsible for 
any analytical testing required to 
properly characterize the HW for 
disposal.  Cost of profile is 
included in part B disposal.  
Laboratory Analysis or Material 
Safety Data Sheets (MSDS) 
shall support waste 
determinations.   
 
The Contractor shall ensure that 
any Subcontractor producing 
HW complete a Waste 
Identification Document (WID) 
prior to any waste accumulation 
and submit it to the KO.  

HM/HW 
accumulation is 
identified and 
labeled and 
complies with 
Federal, state and 
local statutes and 
regulations, and 
with DoD policies, 
instructions and 
guidance. 
 
No release of 
HM/HW due to 
Contractor’s non-
performance, 
mismanagement or 
negligence. 
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Assistance in completing the 
WID may be obtained from the 
KO.  Copies of Hazardous 
Accumulation Site Inspections 
shall be submitted to the KO and 
the MCSF-BI’s ESOH on a 
weekly basis. 

3.3.4 Sludge 
Disposal 

The Contractor 
shall collect and 
dispose of sludge 
to ensure the 
installation 
complies with 
Federal, state and 
local statues and 
regulations, and 
with DoD policies, 
instructions, and 
guidance. 

The Contractor shall collect 
sludge from the wash rack 
within 16 working hours after 
verbal notification by the KO or 
his/her designated 
representative, and properly 
dispose of the same.  The 
Contractor shall evaluate each 
sludge source during the month 
of October, or more often if 
obvious changes in 
characteristics occur, by taking 
representative samples and 
providing appropriate laboratory 
analyses.  All sludge sources 
shall be analyzed for arsenic, 
cadmium, chromium, lead, flash 
point, total halogens in 
accordance with 40 CFR Part 
266.40, and TCLP toxicity.  
Sludge shall be disposed of as 
hazardous waste if the analysis 
so indicates. 
 
The Contractor shall maintain 
records of all disposed sludge.  
These records, as a minimum, 
shall contain a disposal log (date 
shipped, waste type, quantity, 
and disposal Contractors name, 
address, and phone number); 
shipping papers or manifests for 
each shipment; land ban 
certifications as applicable; 
waste profile data sheets; 
laboratory analysis; and 
certification of disposal or 
treatment. 

Sludge collection 
and disposal 
complies with 
Federal, state and 
local statutes and 
regulations, and 
with DoD policies, 
instructions and 
guidance. 
 
All sludge is 
properly tracked, 
packaged, stored, 
and delivered. 

3.4 Oil and 
Hazardous 
Substance 
Spill Response 
and Cleanup 
Ashore 

The Contractor 
shall provide oil 
and hazardous 
substance (OHS) 
spill response and 
cleanup to 
minimize damage 
to property or risk 

The Contractor shall comply 
with all oil and hazardous 
substance spill response and 
cleanup Federal, state and local 
statutes and regulations, and 
with DoD policies, instructions 
and guidance such as:   
 

Oil and hazardous 
substance spill 
response and 
cleanup complies 
with Federal, state 
and local statutes 
and regulations, 
and with DoD 
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of human exposure 
and to ensure the 
installation 
complies with 
Federal, state and 
local statutes and 
regulations, and 
with DoD policies, 
instructions and 
guidance. 

(1) OPNAVINST 5090.1 
(2) DoD Instruction 4715.4 
(3) DoD Publication 4715.5-G 
.  
The Contractor shall contain, 
clean up, and report all spills on 
Government property (including 
spills caused by Government, 
Contractor, Subcontractors, and 
other Contractors at MCSF-BI) 
in a manner that complies with 
applicable federal, state, and 
local laws and regulations.  

The Contractor is responsible for 
RS spill cleanup for spills less 
than 55 gallons of a RS and/or 
up to 30 cubic yards of 
contaminated soil regardless of 
how the spill originated. The 
Contractor is responsible for all 
costs associated with Oil and 
Regulated Substance Spill 
Response, Clean-up and disposal 
of waste. Historically, there have 
been approximately 5 spill 
response requirements each year. 
 
RS includes any hazardous 
substance regulated by 
environmental regulations such 
as hazardous and non-hazardous 
wastes, hazardous materials, 
recyclables, and Toxic 
Substance Control Act (TSCA) 
material.  RS does not include 
radioactive, medical and 
infectious wastes and materials, 
weapons and explosives.  Spill 
response, containment, and 
cleanup will be for spills that 
occur on ground surfaces, in or 
on soil, in facilities, and in HW 
treatment storage and disposal 
facilities. 
 
The Contractor shall comply 
with the instructions of the 
cognizant Navy Medical/Safety 
Department with respect to 
avoidance of conditions which 
create a nuisance or which may 
be hazardous to the health of 

policies, 
instructions and 
guidance. 
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military or civilian personnel.  
The KO holds the EPA 
Identification (I.D.) numbers for 
HW disposal.  The Contractor is 
expected to use to full advantage 
the equipment provided by the 
Government. 

3.4.1 Oil and 
Hazardous 
Substance 
Spill 
Containment 

The Contractor 
shall contain spills 
to minimize 
damage to property 
and risk of human 
exposure, and to 
ensure the 
installation 
complies with 
Federal, state and 
local statutes and 
regulations, and 
with DoD policies, 
instructions and 
guidance.   

The Contractor shall coordinate 
with the installation’s Facility 
Incident Commander when 
responding to spills.    
 
All RS spill response cleanup 
services tasked by the 
Government, either caused by 
the Contractor or the 
Government, are subject to the 
terms and conditions of MCSF-
BI’s Facility Response Plans 
(FRP) and the procedures 
defined in this section.   
 
Spill response, containment, and 
cleanup will be for spills that 
occur on ground surfaces, in or 
on soil, in facilities, in HW 
treatment storage and disposal 
facilities.  Provide containment 
and cleanup assistance in the St 
Johns River only when directed 
by Contracting Officer. 
 
The Contractor shall be available 
to respond to spills 24 hours a 
day, seven days a week and 
provide primary and alternate 
contact information including 
contact names and phone 
numbers.  Spill response will be 
on an as-needed basis for large-
scale spills, both on pervious 
ground and waterways.  Local 
spill response capability exists 
for small, localized spills.  Spill 
Response will be ordered by 
Sub-annex 1502000 Facility 
Investment Service Order or 
Minor Work’s and shall be 
performed by a Contractor 
meeting the requirements of 29 
CFR 1910.120. 

The Contractor is 
on-site and working 
within 15 minutes 
during regular 
working hours and 
within two hours 
during non-
working hours.  
Notification to be 
received from the 
CDO. 
 
A spill assessment 
is provided to 
MCSF-BI’s 
Environmental 
Department within 
30 minutes of 
onsite arrival 
during regular 
working hours and 
within one hour of 
start of the next 
business day during 
non-working hours. 
 
Spill containment 
complies with 
Federal, state and 
local statutes and 
regulations, and 
with DoD policies, 
instructions and 
guidance. 
 
 

3.4.2 Oil and 
Hazardous 

The Contractor 
shall clean up spills 

The Contractor shall test and 
dispose of material as following: 

Spill cleanup and 
disposal complies 
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Substance 
Spill Cleanup 
and Disposal 

to minimize 
damage to property 
or risk of human 
exposure and to 
ensure the 
installation 
complies with 
Federal, state and 
local statutes and 
regulations, and 
with DoD policies, 
instructions and 
guidance. 

► Rainwater:  Discharge 
uncontaminated rainwater to 
the ground surface, sanitary 
sewer system, or storm 
water system. 

► Used Oil or Non-Petroleum 
Spill or Leak Material.  All 
cleanup material shall be 
characterized based on User 
Knowledge or available 
MSDSs, if source of spill is 
unknown, it shall be tested 
for the presence of 
hazardous constituents prior 
to disposal and disposed of 
as non-hazardous or 
hazardous waste depending 
on the analytical results.  

► Petroleum Product Spill or 
Leak Material:  Dispose of 
petroleum-contaminated 
material per all federal, state 
and local regulations.  The 
material shall be disposed of 
through the MCSF-BI’s 
recycling programs or via 
state licensed used oil 
recycling company.  

with Federal, state 
and local statutes 
and regulations, 
and with DoD 
policies, 
instructions and 
guidance. 
 
No incident of 
spread of 
contamination 
outside the 
containment area 
due to Contractor 
non-performance, 
mismanagement or 
negligence. 
 

3.4.3 Oil and 
Hazardous 
Substance 
Spill 
Reporting and 
Documentatio
n 

The Contractor 
shall provide spill 
response 
documentation to 
ensure the 
installation 
complies with 
Federal, state and 
local statutes and 
regulations, and 
with DoD policies, 
instructions and 
guidance. 

The Contractor shall provide 
required documentation such as 
Site Health and Safety Plans 
(SHSP):  Submit the SHSP when 
required with all available 
information required by 29 CFR 
1910.120 (b) and 1910.120 (c) to 
the FIC prior to the start of field 
activities unless directed 
otherwise by the Contracting 
Officer via the KO.   
 
The Contractor shall submit spill 
report to MCSF-BI’S ESOH 
once cleanup operations are 
complete.  Report to detail 
personnel involved with cleanup, 
field observations, method of 
cleanup, and amount of waste 
generated during cleanup 
operations.   

Spill response 
documentation is 
provided to the 
installation within 
two working days 
after cleanup is 
complete. 
 
Spill 
documentation 
complies with 
Federal, state and 
local statutes and 
regulations, and 
with DoD policies, 
instructions and 
guidance. 

3.5 Stormwater 
Monitoring 

The Contractor 
shall provide 
stormwater 
monitoring and 

Comply with 40 CFR 122.26, 
MCSF-BI ESOH’s Stormwater 
Pollution Prevention Plans, 
Multi-Sector General Permit, 

Inspection, 
sampling, transport 
and analysis are 
performed in 
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reporting services 
to ensure the 
installation 
complies with the 
existing 
Stormwater 
Pollution 
Prevention Plan. 
 
The Contractor 
shall institute best 
management 
practices (BMPs); 
general 
housekeeping, and 
training for 
stormwater 
monitoring and 
pollution 
prevention for 
Contractor 
operated facilities 
and Contractor 
operations as per 
the Base’s Storm 
Water Pollution 
Prevention Plans. 
 
Contractor shall 
provide stormwater 
training data and 
submit quarterly to 
MCSF-BI ESOH. 

Municipal Separate Storm Sewer 
System Permit (MS4) and any 
other stormwater permits.   
 
BMPs are listed in the SWPPP. 
 
Services include visual 
examination of stormwater 
quality, BMP inspections, and 
reporting of results. 
 
Conduct quarterly BMP 
inspections and turn in 
completed BMP Checklist to 
MCSF-BI’S ESOH.    
 
Provide a plan of action and 
milestones (POAM) to correct 
problems found during the 
quarterly inspection along with a 
cost estimate for work required. 
 
The Contractor shall conduct 
and document weekly visual 
inspections of Contractor 
operated facilities and work 
sites.   
 
Visually inspect areas around all 
equipment that has the potential 
of leaking or causing a spill, 
areas where spills and leaks have 
occurred in the past, material 
storage and handling areas, HW 
staging areas and storm water 
drain areas for evidence of 
pollutants entering the drainage 
system.  All inspections shall be 
documented in a log noting 
when  the inspection was done, 
who conducted the inspection, 
what areas were inspected, what 
problems were found, steps 
taken to correct any problems 
including who has been notified 
to correct the deficiency, and 
when the problem has been 
corrected.  All information 
pertinent to field inspections and 
sampling shall be recorded in a 
Field Logbook and maintained 
in accordance with the 
Stormwater Pollution Prevention 

accordance with 
Stormwater 
Pollution 
Prevention Plan 
requirements. 
 
Samples are 
collected and 
analyzed in 
accordance with the 
schedule included 
in the Stormwater 
Pollution 
Prevention Plan. 
 
Inspections are 
conducted and 
documented as 
required by 
SWPPP. 
 
Training is 
conducted and 
documented as 
required by 
SWPPP.   
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Plan. 
 
The plans are in accordance with 
the United States EPA’s Final 
rule, 40 CFR 122.26,  regarding 
National Pollutant Discharge 
Elimination System (NPDES) 
storm water permitting.  This 
section is not meant to replace or 
delete any requirements already 
stated in the SPCC section but to 
state additional requirements for 
stormwater management and 
pollution prevention.   
 
Nothing shall be disposed of, or 
allowed into the stormwater 
system except stormwater.   
Prohibited discharges include, 
but are not limited to oil, 
antifreeze, Aqueous Film 
Forming Foam (AFFF), 
detergents, bleach, mop water, 
dumpster drainage, or vehicle 
wash water. 
 
The Contractor shall take one 
stormwater sample for each 
designated stormwater outfall 
quarterly and analyze visually.  
Analyze each sample for odor, 
turbidity, color, oil sheen, foam, 
suspended solids, floating solids, 
and settled solids.  Samples shall 
be taken during a qualifying rain 
event of a minimum of 0.1 
inches of precipitation, 
following a 72 hour period of no 
precipitation.  Sample shall be 
taken within 30 minutes of the 
start of stormwater runoff 
(stormwater system discharge). 
Historically there has been an 
average of 44 samples annually. 
 
The Contractor shall perform 
quarterly Visual Monitoring 
Report for each outfall.   
 
Quarterly Stormwater 
Monitoring Reports 
documenting inspection, 
sampling, and analysis results at 
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each stormwater outfall shall be 
provided by the Contractor in 
accordance with the Schedule in 
Section F.  Notify MCSF-BI’S 
ESOH whenever a significant 
pollutant indicator is observed in 
a sample and retain suspect 
sample. 
 
The Stormwater Pollution 
Prevention Quarterly Inspection 
is provided in J-1800000-04 
Stormwater Pollution Prevention 
Quarterly Inspection - MCSF-
BI. 

3.6 Inspection of 
Fuel Storage 
Tanks and 
Facilities 

The Contractor 
shall inspect fuel 
storage tank 
systems to ensure 
they are fully 
functional and 
operational to 
ensure the 
installation 
complies with 
Federal, state and 
local statutes and 
regulations, and 
with DoD policies, 
instructions and 
guidance. 

Fuel Storage Tanks are provided 
in J-1800000-05 Fuel Storage 
Tanks – MCSF-BI 
 
The Contractor shall conduct 
monthly Inspections of each tank 
system in accordance with SPCC 
Plans, 40 CFR 112, FAC 62-
761, and FAC 62-762.  The tank 
systems shall be inspected for 
leaks, corrosion, inadequate or 
improper pipefitting, drains, and 
adequacy of spill containment 
structures.  
 
The Contractor shall conduct 
monthly inspections of all fuel 
storage tank systems (includes 
piping, sumps, and dispensers 
associated with each tank) to 
ensure systems are fully 
functional and operational.   
 
The Contractor shall 
immediately provide verbal 
notification and a written 
notification within 24 hours of a 
list of deficiencies to MCSF-
BI’s ESOH. 
 
The Contractor shall test all tank 
sensors and line leak detection 
devices annually in accordance 
with manufacturer’s 
recommendations to ensure they 
operate properly (includes 
gauges, leak detection devices 
and sump sensors).  Personnel 

Fuel storage tank 
systems are 
completed when 
due.  
 
Leaking tanks or 
secondary 
containment is 
reported within 15 
minutes of 
observations to the 
KO for 
arrangements of 
repairs. 
 
Any repairs, other 
than normal 
maintenance i.e., 
valve maintenance, 
corrosion 
prevention, 
required or 
identified on the 
tanks or secondary 
containment is 
reported to the KO 
within 15 minutes 
for corrective 
action.  
 
Notification of 
repair work 
necessary to 
maintain 
certification is 
reported to the 
Government within 
15 minutes of 
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performing annual operability 
tests on line-leak detectors must 
be certified or trained by the 
manufacturer. 
 
The Contractor shall 
hydrostatically test all sumps 
annually.   
 
Notify MCSF-BI’s ESOH within 
30 minutes of discovery of 
sensor failure or leaking 
tank/piping. 
 
Maintain two files for each tank; 
one file to include monthly 
inspections and annual sensor 
tests the second file to include 
all repairs/modifications made to 
tank.  Any repairs regardless of 
who performs repairs to the tank 
systems shall be documented in 
the tank file for future review 
 
The Contractor shall conduct 
monthly inspections of 
secondary containment of SPCC, 
totes, drums, weekly of the 
secondary containment of SPCC 
and other MSCF-BI tanks for 
signs of rainwater, petroleum, or 
non-petroleum material.  
Rainwater in the containment 
areas shall be drained within one 
week after a rainfall of at least .1 
inch or the secondary 
containment reaches 10 percent 
of capacity, whichever is sooner.  
Fill and drain valves are to be 
locked on all tanks to prevent 
vandalism, access by 
unauthorized persons, or spill 
due to rainwater displacing the 
fuel in open fill pipes and 
secondary containment.   
 
Pump rainwater or remove and 
dispose of contaminated water 
within three days of rain event or 
if containment reaches 10% 
capacity, whichever is sooner.  
Maintain drainage and 
inspection log.  Qualified 

identification. 
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operator as defined by 40 CFR 
112 is required to standby during 
the entire time containment is 
draining.  Valves to remain 
locked, except during draining 
operation. 
 
The inspections are to be noted 
in an inspection log kept on site.  
The logs are to be kept with the 
drainage logs and any inventory 
reports.  Each time the overfilled 
protection is tested, the results 
shall be documented on a 
checklist as shown in MCSF-
BI’s SPCC Plan.  Any repairs 
regardless of who performs 
repairs to tanks or secondary 
containment shall be put in a log 
with the checklists for future 
review.       
 
The Contractor shall dispose of 
contaminated rainwater in 
accordance with OPNAVINST 
5090.1. 

3.6.1 Detection and 
Protection 
Devices 

The Contractor 
shall operate and 
maintain release 
detection and 
overfill and 
corrosion 
protection devices 
to ensure they are 
fully functional and 
operational to 
ensure the 
installation 
complies with 
Federal, state and 
local statutes and 
regulations, and 
with DoD policies, 
instructions and 
guidance. 

The Contractor shall operate and 
maintain release detection and 
overfill and corrosion protection 
devices.   
 
The Contractor shall perform 
maintenance as necessary to 
ensure proper operation. 

Detection and 
protection devices 
operate properly. 
 
Notification of 
repair work 
necessary to 
maintain 
certification is 
reported to the 
Government 
immediately upon 
identification. 
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4 Non-recurring 

Work 
Non-recurring 
work may be 
ordered utilizing 
DoD 
EMALL/FEDMAL
L in accordance 
with Section H or 
on a task order in 
accordance with 
the 
PROCEDURES 
FOR ISSUING 
ORDERS clause in 
Section G.  The 
order will specify 
the exact locations 
and types of work 
to be 
accomplished.  The 
period of 
performance will 
be specified in each 
order. 

Refer to non-recurring work 
ELINs for task listings, 
descriptions, and related 
requirements.  All periods of 
performance are measured from 
issue date of order to acceptance 
of the work.  Performance 
standards for non-recurring work 
will be the same as those in Spec 
Item 3 where applicable. 
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