FXISTING LAYOU T OF BUILDING 105,
REGIONAL CALL CENTER (RCC)
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A WORKMAN LIKE MANNER & STORED FOR
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NEW LAYOUT OrF BUILDING 105,
REGIONAL CALL CENTER (RCC)

1. NEW FRAMED GYPSUM BOARD COVERED
WALLS. NEW WALLS ARE APROXIMATELY
12" HIGH AND SHALL MATCH EXISTING
ADJOINING WALL.

2. NEW FRAMED OPENING FOR
INSTALLATION OF A STANDARD 8 WIDE
X 7' HIGH ROLL—UP GARAGE DOOR t==zxzd

3. NEW FRAMED 9’ WIDE BY 8'—6" HIGH
OPENING TO INCLUDE A HEADER TO
SUPPORT REMAINING PART OF
OVERHEAD WALL
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All Dimensions Are Approximate
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NEW LAYOUT OF BUILDING 103, REGIONAL CALL CENTER (RCC)




EXISTING (RCC) HVAC SYSTEM LAYOUT
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NEW (RCC) HVAC SYSTEM SUPPLY DUCT & DIFFUSER
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NEW AREA, ELECIRICAL, DATA, TELEPHONE DROP & NeW LIGHT SWITCH

1. New 20 Amp (Hard Wire)
O Electrical Circuits
2. New Data Drop Locations
— 5. New Telephone Drop Locations
4. %ew Light Switch Locations
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NEW AREA, SUSPENDED CrILING, LIGHTING, FIRE SPRINKLER HEADS AND
SUPPLY AIR DIFFUSER LAYOU T

1. 2'x 4" Fluorescant Light Fixrtures

2. Existing Exit/Emergency Light
Fixture New Location
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NEW LAYOU T OF BUILDING 1005, REGIONAL CALL CENITER
(RCC) ELECTRICAL ROOM

OFFICE . . .
14-2x11-3" All Dimensions Are Approximate
- - (NOT TO SCALE)
\r &8 - |
17'-6 [
v i ELECTRICAL ROOM # 7/9E
[0] [s]
l QBOE UBILE
8'x8 8'x8
CUBI CUBI %ZX%I’QLE 9'x7

¢ CORRIDOR e " %E
No. 1 ) OFFICE

197-4 AREA
g 7'-3
é’o/r\ @)

NEWGATE/—THT EENNEEENE [TTTT117 |Q|
= - = SBaE aBoe SuBcie
- u = 8'x8 8'x8 8'x8
- H BREAK - N
= = ROOM =
H EXISTING g " =
H STORAGE n > H
-] LOCKER a H
= TO BE H -] N BaE
1 RENOVATED E - o
] - H ELECTRICAL
- - - ROOM#79E
] :\ ] ew 100 Amp
L] = u — Sub—Panel f
= - — — i M IS1 o| /
[TTTTTTITTITITIITITITTITTIITITT TTTTTT ITTTTTTTTITTITITTd [TTTTTTTIT OTTTITTITITTTITI T T ITIITITITITITITOTL






